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California Energy Commission Robert A. Shearer, BSEE
Building Energy Efficiency Standard Rulemaking - Dockets Unit 1842 Phillips Way

1516 Ninth Street, MS 4 Los Angeles, CA 90042-1039
Sacramento, CA 95814-5512 (925)-640-0181
docket@energy.ca.gov CET BOB@roadrunner.com

COMMENT PERIOD
RE: 2016 Nonresidential
Compliance Manual and Documents

Re: Docket # 15-BSTD-01

2016 Acceptance Testing Forms
INTRODUCTION:

The author is primarily concerned with changes to the Lighting Controls Acceptance Certification Forms
included in the back of the 2016 Nonresidential Compliance Manual and will reserve comments on the
other content of this manual.

ABSTRACT:

Errors exist in the Page number references in Form NRCA-LTI-03-A: the Automatic Daylighting Control
Acceptance Document.

EVIDENCE:
A cursory examination of this Acceptance Testing Form will disclose these errors.
CORRECTIONS REQUIRED:

ON (PAGE 1 of 11)

Check boxes for all pages of this NRCA-LTI-03-A completed and included in this submittal
(] R T Construction Inspection. This page required for all submittals.
Page1 &2
O ERCA;L;TB’A Continuous dimming control functional performance test — watt-meter or amp-meter measurement
age
O i é &;; GA Stepped Switching/ Stepped Dimming functional performance test — watt-meter or amp-meter measurement
age
o NRCA-LTI-03-A Continuous dimming control functional performance test — light meter power measurement, and default look-up
Page 7& 8 table of fraction of rated power versus fraction of rated light output.
a ERCA;E)T(;O&A Stepped Switching/ Stepped Dimming functional performance test — based on light output
age

CHANGE “Page 5 & 6” to: “Page 4 & 5”



ON (PAGE 4 OF 11)

D. NA7.6.1.2.2 Functional Performance Testing — Stepped Switching/ Stepped Dimming Systems
Power estimation using watt-meter or amp-meter measurement

Complete all tests OWE 5 & 6fNo Daylight Test, Full Daylight Test, and Partial Daylight Test) and | Applicable Control System

fill out Pass/Fail section onPage 6. A B Cc

01. System Information
T

Change

Change

“pages 5 & 6” to: “pages 4 & 5”; and,

“Page 6” to: “Page 5”

ON (PAGE 5 OF 11)

E.PASS/FAIL Evaluation (check one)
PASS: All applicable Construction Inspection responses on pages 1 & 2 are complete and all applicable Functional
O | Performance Testing Requirements responses are positive (Y - yes) (applicable questions onfpages 5 & 6fre on linesc, |,
n, F2, F3, F5, F6, F8, F9, s)
FAIL: Any applicable Construction Inspection responses on pages 1 & 2 are incomplete OR there is one or more negative
(N - no) responses in any applicable Functional Performance Testing Requirements section (applicable questions on
pages4 &5 areonlinesc, |, n, F2, F3, F5, F6, F8, F9, s). System does not pass and is NOT eligible for Certificate of
= Occupancy according to Section 10-103(a)3B. Fix problem(s) and retest until the system(s) passes all portions of this test
before retesting and resubmitting NRCA-LTI-03-A with PASSED test to the enforcement agency. Describe below the
failure mode and corrective action needed.
Change “pages 5 & 6” to: “pages 4 & 5”
CONCLUSION:

Thank you for considering my comments,

Robert A. Shearer, BSEE
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