
SDO - Summary of Daily Operations
Unit-1 2001
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
data is updated in DCPP Gen Stats automatically 
Date Processed:  2-28-2003
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate1 OpHour1 PowerLevel1 RxPercent1
01/01/01 0100 1155 100 Turbine/Generator Full Power
01/01/01 0200 1156 100 Turbine/Generator Full Power
01/01/01 0300 1156 100 Turbine/Generator Full Power
01/01/01 0400 1156 100 Turbine/Generator Full Power
01/01/01 0500 1155 100 Turbine/Generator Full Power
01/01/01 0600 1154 99.9 Turbine/Generator Full Power
01/01/01 0700 1154 99.9 Turbine/Generator Full Power
01/01/01 0800 1155 99.9 Turbine/Generator Full Power
01/01/01 0900 1155 100 Turbine/Generator Full Power
01/01/01 1000 1155 100 Turbine/Generator Full Power
01/01/01 1100 1155 99.9 Turbine/Generator Full Power
01/01/01 1200 1155 100 Turbine/Generator Full Power
01/01/01 1300 1154 99.9 Turbine/Generator Full Power
01/01/01 1400 1154 99.9 Turbine/Generator Full Power
01/01/01 1500 1155 100 Turbine/Generator Full Power
01/01/01 1600 1154 99.9 Turbine/Generator Full Power
01/01/01 1700 1155 99.9 Turbine/Generator Full Power
01/01/01 1800 1156 100 Turbine/Generator Full Power
01/01/01 1900 1156 100 Turbine/Generator Full Power
01/01/01 2000 1156 100 Turbine/Generator Full Power
01/01/01 2100 1155 100 Turbine/Generator Full Power
01/01/01 2200 1155 100 Turbine/Generator Full Power
01/01/01 2300 1156 100 Turbine/Generator Full Power
01/01/01 2400 1156 100 Turbine/Generator Full Power
01/02/01 0100 1155 100 Turbine/Generator Full Power
01/02/01 0200 1156 100 Turbine/Generator Full Power
01/02/01 0300 1155 100 Turbine/Generator Full Power
01/02/01 0400 1155 100 Turbine/Generator Full Power
01/02/01 0500 1156 100 Turbine/Generator Full Power
01/02/01 0600 1155 100 Turbine/Generator Full Power
01/02/01 0700 1156 100 Turbine/Generator Full Power
01/02/01 0800 1157 100 Turbine/Generator Full Power
01/02/01 0900 1155 100 Turbine/Generator Full Power
01/02/01 1000 1155 100 Turbine/Generator Full Power
01/02/01 1100 1155 100 Turbine/Generator Full Power
01/02/01 1200 1155 100 Turbine/Generator Full Power
01/02/01 1300 1155 100 Turbine/Generator Full Power
01/02/01 1400 1155 100 Turbine/Generator Full Power
01/02/01 1500 1155 100 Turbine/Generator Full Power
01/02/01 1600 1155 100 Turbine/Generator Full Power
01/02/01 1700 1155 100 Turbine/Generator Full Power
01/02/01 1800 1155 100 Turbine/Generator Full Power
01/02/01 1900 1155 100 Turbine/Generator Full Power



01/02/01 2000 1156 100 Turbine/Generator Full Power
01/02/01 2100 1155 100 Turbine/Generator Full Power
01/02/01 2200 1155 100 Turbine/Generator Full Power
01/02/01 2300 1156 100 Turbine/Generator Full Power
01/02/01 2400 1155 100 Turbine/Generator Full Power
01/03/01 0100 1155 100 Turbine/Generator Full Power
01/03/01 0200 1154 100 Turbine/Generator Full Power
01/03/01 0300 1154 99.9 Turbine/Generator Full Power
01/03/01 0400 1155 100 Turbine/Generator Full Power
01/03/01 0500 1154 100 Turbine/Generator Full Power
01/03/01 0600 1155 100 Turbine/Generator Full Power
01/03/01 0700 1155 100 Turbine/Generator Full Power
01/03/01 0800 1155 100 Turbine/Generator Full Power
01/03/01 0900 1155 100 Turbine/Generator Full Power
01/03/01 1000 1155 100 Turbine/Generator Full Power
01/03/01 1100 1155 100 Turbine/Generator Full Power
01/03/01 1200 1155 100 Turbine/Generator Full Power
01/03/01 1300 1155 100 Turbine/Generator Full Power
01/03/01 1400 1155 100 Turbine/Generator Full Power
01/03/01 1500 1155 100 Turbine/Generator Full Power
01/03/01 1600 1155 100 Turbine/Generator Full Power
01/03/01 1700 1155 100 Turbine/Generator Full Power
01/03/01 1800 1155 100 Turbine/Generator Full Power
01/03/01 1900 1155 100 Turbine/Generator Full Power
01/03/01 2000 1155 100 Turbine/Generator Full Power
01/03/01 2100 1156 100 Turbine/Generator Full Power
01/03/01 2200 1156 100 Turbine/Generator Full Power
01/03/01 2300 1156 100 Turbine/Generator Full Power
01/03/01 2400 1155 100 Turbine/Generator Full Power
01/04/01 0100 1155 100 Turbine/Generator Full Power
01/04/01 0200 1155 100 Turbine/Generator Full Power
01/04/01 0300 1155 100 Turbine/Generator Full Power
01/04/01 0400 1154 100 Turbine/Generator Full Power
01/04/01 0500 1155 100 Turbine/Generator Full Power
01/04/01 0600 1154 100 Turbine/Generator Full Power
01/04/01 0700 1154 100 Turbine/Generator Full Power
01/04/01 0800 1155 100 Turbine/Generator Full Power
01/04/01 0900 1155 100 Turbine/Generator Full Power
01/04/01 1000 1155 100 Turbine/Generator Full Power
01/04/01 1100 1155 100 Turbine/Generator Full Power
01/04/01 1200 1155 100.1 Turbine/Generator Full Power
01/04/01 1300 1155 100 Turbine/Generator Full Power
01/04/01 1400 1155 100 Turbine/Generator Full Power
01/04/01 1500 1154 99.9 Turbine/Generator Full Power
01/04/01 1600 1155 100 Turbine/Generator Full Power
01/04/01 1700 1155 100 Turbine/Generator Full Power
01/04/01 1800 1155 100 Turbine/Generator Full Power
01/04/01 1900 1155 100 Turbine/Generator Full Power
01/04/01 2000 1155 100 Turbine/Generator Full Power
01/04/01 2100 1154 100 Turbine/Generator Full Power
01/04/01 2200 1155 100 Turbine/Generator Full Power
01/04/01 2300 1155 100 Turbine/Generator Full Power
01/04/01 2400 1155 100 Turbine/Generator Full Power



01/05/01 0100 1155 100 Turbine/Generator Full Power
01/05/01 0200 1154 100 Turbine/Generator Full Power
01/05/01 0300 1154 99.9 Turbine/Generator Full Power
01/05/01 0400 1155 100 Turbine/Generator Full Power
01/05/01 0500 1155 100 Turbine/Generator Full Power
01/05/01 0600 1155 100 Turbine/Generator Full Power
01/05/01 0700 1155 100 Turbine/Generator Full Power
01/05/01 0800 1155 100 Turbine/Generator Full Power
01/05/01 0900 1154 100 Turbine/Generator Full Power
01/05/01 1000 1154 99.9 Turbine/Generator Full Power
01/05/01 1100 1155 100 Turbine/Generator Full Power
01/05/01 1200 1153 99.9 Turbine/Generator Full Power
01/05/01 1300 1155 100 Turbine/Generator Full Power
01/05/01 1400 1155 100 Turbine/Generator Full Power
01/05/01 1500 1155 100 Turbine/Generator Full Power
01/05/01 1600 1154 100 Turbine/Generator Full Power
01/05/01 1700 1156 100 Turbine/Generator Full Power
01/05/01 1800 1155 100 Turbine/Generator Full Power
01/05/01 1900 1156 100 Turbine/Generator Full Power
01/05/01 2000 1154 100 Turbine/Generator Full Power
01/05/01 2100 1155 100 Turbine/Generator Full Power
01/05/01 2200 1155 100 Turbine/Generator Full Power
01/05/01 2300 1155 100 Turbine/Generator Full Power
01/05/01 2400 1155 100 Turbine/Generator Full Power
01/06/01 0100 969 82.4 00:00 started Shutdown to take U1 off-line to balance
01/06/01 0200 783 66.8 the Main Turbine due to high vibration in bearing # 7.
01/06/01 0300 602 52.3 Shutdown.
01/06/01 0400 477 45.4 Shutdown.
01/06/01 0500 359 35.8 Shutdown.
01/06/01 0600 239 26.8 Shutdown.
01/06/01 0700 164 21 Shutdown.
01/06/01 0800 129 17.6 Shutdown.
01/06/01 0900 52 13.8 09:36 Unit-1 Separated from the Grid.
01/06/01 1000 0 14.7 Off-line.
01/06/01 1100 0 15 Off-line.
01/06/01 1200 0 15.3 Off-line.
01/06/01 1300 0 15.2 Off-line.
01/06/01 1400 0 15.2 Off-line.
01/06/01 1500 0 15.1 Off-line.
01/06/01 1600 0 15.3 Off-line.
01/06/01 1700 0 15 17:30 Unit-1 Paralleled to the Grid
01/06/01 1800 108 16.9 Power Ascension to full power.
01/06/01 1900 183 21.4 Power Ascension to full power.
01/06/01 2000 240 28.6 Power Ascension to full power.
01/06/01 2100 239 28.3 Power Ascension to full power.
01/06/01 2200 240 29 Power Ascension to full power.
01/06/01 2300 302 33.8 Power Ascension to full power.
01/06/01 2400 478 49 Power Ascension to full power.
01/07/01 0100 655 59.1 01:50 Unit-1 ramp-up on HOLD due to Control Rod problem.
01/07/01 0200 807 72.1 Hold for Control Rod issue.
01/07/01 0300 837 72.8 Hold for Control Rod issue.
01/07/01 0400 831 71.7 Hold for Control Rod issue.
01/07/01 0500 834 72.2 Hold for Control Rod issue.



01/07/01 0600 832 71.3 Hold for Control Rod issue.
01/07/01 0700 829 71 Hold for Control Rod issue.
01/07/01 0800 828 70.9 Hold for Control Rod issue.
01/07/01 0900 830 71.1 Hold for Control Rod issue.
01/07/01 1000 831 71.3 10:46 Unit-1 ramp-up restarted.  Control Rod problem fixed
01/07/01 1100 884 75.7 by replacing the "directional signal" card.
01/07/01 1200 1005 85.5 Continued Power Ascension to full power.
01/07/01 1300 1082 91.8 Continued Power Ascension to full power.
01/07/01 1400 1080 90.5 Continued Power Ascension to full power.
01/07/01 1500 1099 93.7 Continued Power Ascension to full power.
01/07/01 1600 1099 93.7 Continued Power Ascension to full power.
01/07/01 1700 1096 93.3 Continued Power Ascension to full power.
01/07/01 1800 1099 93.8 Continued Power Ascension to full power.
01/07/01 1900 1101 94.1 Continued Power Ascension to full power.
01/07/01 2000 1096 93.4 Continued Power Ascension to full power.
01/07/01 2100 1115 96.8 Continued Power Ascension to full power.
01/07/01 2200 1143 99.6 Continued Power Ascension to full power.
01/07/01 2300 1149 100.1 100% Reactor power.
01/07/01 2400 1143 99.5 Continued Turbine/Generator Power Ascension.
01/08/01 0100 1142 99.6 Continued Turbine/Generator Power Ascension.
01/08/01 0200 1143 99.5 Continued Turbine/Generator Power Ascension.
01/08/01 0300 1146 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 0400 1146 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 0500 1147 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 0600 1147 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 0700 1149 99.9 Continued Turbine/Generator Power Ascension.
01/08/01 0800 1148 99.9 Continued Turbine/Generator Power Ascension.
01/08/01 0900 1147 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 1000 1147 99.8 Continued Turbine/Generator Power Ascension.
01/08/01 1100 1150 100 Continued Turbine/Generator Power Ascension.
01/08/01 1200 1148 100.1 Continued Turbine/Generator Power Ascension.
01/08/01 1300 1150 100.1 Continued Turbine/Generator Power Ascension.
01/08/01 1400 1148 100 Continued Turbine/Generator Power Ascension.
01/08/01 1500 1150 99.5 Continued Turbine/Generator Power Ascension.
01/08/01 1600 1158 100.2 100% Turbine power.
01/08/01 1700 1160 100.2 Turbine/Generator Full Power
01/08/01 1800 1154 99.9 Turbine/Generator Full Power
01/08/01 1900 1154 99.9 Turbine/Generator Full Power
01/08/01 2000 1154 99.9 Turbine/Generator Full Power
01/08/01 2100 1154 99.8 Turbine/Generator Full Power
01/08/01 2200 1154 99.9 Turbine/Generator Full Power
01/08/01 2300 1155 99.9 Turbine/Generator Full Power
01/08/01 2400 1156 100 Turbine/Generator Full Power
01/09/01 0100 1154 99.8 Turbine/Generator Full Power
01/09/01 0200 1154 99.9 Turbine/Generator Full Power
01/09/01 0300 1156 100 Turbine/Generator Full Power
01/09/01 0400 1156 100 Turbine/Generator Full Power
01/09/01 0500 1156 100 Turbine/Generator Full Power
01/09/01 0600 1156 100 Turbine/Generator Full Power
01/09/01 0700 1157 100 Turbine/Generator Full Power
01/09/01 0800 1158 100 Turbine/Generator Full Power
01/09/01 0900 1157 100 Turbine/Generator Full Power
01/09/01 1000 1157 100 Turbine/Generator Full Power



01/09/01 1100 1156 100 Turbine/Generator Full Power
01/09/01 1200 1156 100 Turbine/Generator Full Power
01/09/01 1300 1155 100 Turbine/Generator Full Power
01/09/01 1400 1155 100 Turbine/Generator Full Power
01/09/01 1500 1155 100 Turbine/Generator Full Power
01/09/01 1600 1155 100 Turbine/Generator Full Power
01/09/01 1700 1155 100 Turbine/Generator Full Power
01/09/01 1800 1156 100 Turbine/Generator Full Power
01/09/01 1900 1156 100 Turbine/Generator Full Power
01/09/01 2000 1156 100 Turbine/Generator Full Power
01/09/01 2100 1155 100 Turbine/Generator Full Power
01/09/01 2200 1155 100 Turbine/Generator Full Power
01/09/01 2300 1156 100 Turbine/Generator Full Power
01/09/01 2400 1156 100 Turbine/Generator Full Power
01/10/01 0100 1156 100 Turbine/Generator Full Power
01/10/01 0200 1155 100 Turbine/Generator Full Power
01/10/01 0300 1155 100 Turbine/Generator Full Power
01/10/01 0400 1155 100 Turbine/Generator Full Power
01/10/01 0500 1156 100 Turbine/Generator Full Power
01/10/01 0600 1156 100 Turbine/Generator Full Power
01/10/01 0700 1155 100 Turbine/Generator Full Power
01/10/01 0800 1156 100 Turbine/Generator Full Power
01/10/01 0900 1156 100 Turbine/Generator Full Power
01/10/01 1000 1156 100 Turbine/Generator Full Power
01/10/01 1100 1155 100 Turbine/Generator Full Power
01/10/01 1200 1155 100 Turbine/Generator Full Power
01/10/01 1300 1154 100 Turbine/Generator Full Power
01/10/01 1400 1154 100 Turbine/Generator Full Power
01/10/01 1500 1154 100 Turbine/Generator Full Power
01/10/01 1600 1155 100 16:00 started ramp-down to 20% due to high seas.
01/10/01 1700 966 81.9 Curtailed for high seas.
01/10/01 1800 781 66.9 Curtailed for high seas.
01/10/01 1900 595 51.5 Curtailed for high seas.
01/10/01 2000 496 45.3 Curtailed for high seas.
01/10/01 2100 360 36.1 Curtailed for high seas.
01/10/01 2200 265 28.7 Curtailed for high seas.
01/10/01 2300 200 23.9 23:30 Ramp-down complete
01/10/01 2400 175 22 Curtailed for high seas.
01/11/01 0100 173 21.9 Curtailed for high seas.
01/11/01 0200 173 21.9 Curtailed for high seas.
01/11/01 0300 173 21.8 Curtailed for high seas.
01/11/01 0400 172 21.9 Curtailed for high seas.
01/11/01 0500 172 22.1 Curtailed for high seas.
01/11/01 0600 171 22 Curtailed for high seas.
01/11/01 0700 172 22 Curtailed for high seas.
01/11/01 0800 172 22 Curtailed for high seas.
01/11/01 0900 172 21.9 Curtailed for high seas.
01/11/01 1000 172 21.8 Curtailed for high seas.
01/11/01 1100 174 22 Curtailed for high seas.
01/11/01 1200 173 21.7 Curtailed for high seas.
01/11/01 1300 171 21.4 Curtailed for high seas.
01/11/01 1400 173 21.5 Curtailed for high seas.
01/11/01 1500 172 21.5 Curtailed for high seas.



01/11/01 1600 172 21.5 Curtailed for high seas.
01/11/01 1700 172 21.6 Curtailed for high seas.
01/11/01 1800 173 21.4 Curtailed for high seas.
01/11/01 1900 172 21.4 Curtailed for high seas.
01/11/01 2000 172 21.4 Curtailed for high seas.
01/11/01 2100 176 21.7 21:00 Ramp-up started
01/11/01 2200 325 34 Ramp-up to full power
01/11/01 2300 499 48.2 Ramp-up to full power
01/11/01 2400 512 48.9 Ramp-up to full power
01/12/01 0100 612 54.1 Ramp-up to full power
01/12/01 0200 792 68.6 Ramp-up to full power
01/12/01 0300 975 82.7 Ramp-up to full power
01/12/01 0400 1104 94.5 Ramp-up to full power
01/12/01 0500 1098 93.3 Ramp-up to full power
01/12/01 0600 1094 93 Ramp-up to full power
01/12/01 0700 1096 93.1 Ramp-up to full power
01/12/01 0800 1107 94.2 Ramp-up to full power
01/12/01 0900 1154 100 100% Reactor and Turbine power.
01/12/01 1000 1156 100.1 Turbine/Generator Full Power
01/12/01 1100 1146 99.3 Turbine/Generator Full Power
01/12/01 1200 1148 99.5 Turbine/Generator Full Power
01/12/01 1300 1154 100 Turbine/Generator Full Power
01/12/01 1400 1155 99.9 Turbine/Generator Full Power
01/12/01 1500 1146 99.5 Turbine/Generator Full Power
01/12/01 1600 1153 99.9 Turbine/Generator Full Power
01/12/01 1700 1153 99.9 Turbine/Generator Full Power
01/12/01 1800 1155 100 Turbine/Generator Full Power
01/12/01 1900 1154 100.1 Turbine/Generator Full Power
01/12/01 2000 1152 99.9 Turbine/Generator Full Power
01/12/01 2100 1154 99.9 Turbine/Generator Full Power
01/12/01 2200 1154 99.9 Turbine/Generator Full Power
01/12/01 2300 1152 99.8 Turbine/Generator Full Power
01/12/01 2400 1154 99.9 Turbine/Generator Full Power
01/13/01 0100 1154 99.9 Turbine/Generator Full Power
01/13/01 0200 1155 100 Turbine/Generator Full Power
01/13/01 0300 1154 99.9 Turbine/Generator Full Power
01/13/01 0400 1154 99.9 Turbine/Generator Full Power
01/13/01 0500 1154 100 Turbine/Generator Full Power
01/13/01 0600 1152 99.9 Turbine/Generator Full Power
01/13/01 0700 1154 100 Turbine/Generator Full Power
01/13/01 0800 1154 100 Turbine/Generator Full Power
01/13/01 0900 1154 99.9 Turbine/Generator Full Power
01/13/01 1000 1154 99.9 Turbine/Generator Full Power
01/13/01 1100 1154 99.9 Turbine/Generator Full Power
01/13/01 1200 1154 100 Turbine/Generator Full Power
01/13/01 1300 1154 99.9 Turbine/Generator Full Power
01/13/01 1400 1154 99.8 Turbine/Generator Full Power
01/13/01 1500 1154 100 Turbine/Generator Full Power
01/13/01 1600 1154 100 Turbine/Generator Full Power
01/13/01 1700 1155 100 Turbine/Generator Full Power
01/13/01 1800 1154 99.9 Turbine/Generator Full Power
01/13/01 1900 1154 100 Turbine/Generator Full Power
01/13/01 2000 1153 100 Turbine/Generator Full Power



01/13/01 2100 1155 99.9 Turbine/Generator Full Power
01/13/01 2200 1154 100 Turbine/Generator Full Power
01/13/01 2300 1155 100 Turbine/Generator Full Power
01/13/01 2400 1156 100 Turbine/Generator Full Power
01/14/01 0100 1154 100 Turbine/Generator Full Power
01/14/01 0200 1156 100 Turbine/Generator Full Power
01/14/01 0300 1156 100 Turbine/Generator Full Power
01/14/01 0400 1155 100 Turbine/Generator Full Power
01/14/01 0500 1156 100 Turbine/Generator Full Power
01/14/01 0600 1155 100 Turbine/Generator Full Power
01/14/01 0700 1155 100 Turbine/Generator Full Power
01/14/01 0800 1154 99.9 Turbine/Generator Full Power
01/14/01 0900 1154 100 Turbine/Generator Full Power
01/14/01 1000 1154 100 Turbine/Generator Full Power
01/14/01 1100 1154 100 Turbine/Generator Full Power
01/14/01 1200 1154 100 Turbine/Generator Full Power
01/14/01 1300 1154 100 Turbine/Generator Full Power
01/14/01 1400 1154 100 Turbine/Generator Full Power
01/14/01 1500 1154 100 Turbine/Generator Full Power
01/14/01 1600 1155 100 Turbine/Generator Full Power
01/14/01 1700 1155 100 Turbine/Generator Full Power
01/14/01 1800 1154 100 Turbine/Generator Full Power
01/14/01 1900 1155 100 Turbine/Generator Full Power
01/14/01 2000 1156 100 Turbine/Generator Full Power
01/14/01 2100 1155 100 Turbine/Generator Full Power
01/14/01 2200 1154 100 Turbine/Generator Full Power
01/14/01 2300 1155 100 Turbine/Generator Full Power
01/14/01 2400 1156 100 Turbine/Generator Full Power
01/15/01 0100 1155 100 Turbine/Generator Full Power
01/15/01 0200 1155 100 Turbine/Generator Full Power
01/15/01 0300 1156 100 Turbine/Generator Full Power
01/15/01 0400 1155 99.9 Turbine/Generator Full Power
01/15/01 0500 1155 99.9 Turbine/Generator Full Power
01/15/01 0600 1154 100 Turbine/Generator Full Power
01/15/01 0700 1154 99.9 Turbine/Generator Full Power
01/15/01 0800 1155 100 Turbine/Generator Full Power
01/15/01 0900 1156 100 Turbine/Generator Full Power
01/15/01 1000 1155 100 Turbine/Generator Full Power
01/15/01 1100 1154 100 Turbine/Generator Full Power
01/15/01 1200 1155 100 Turbine/Generator Full Power
01/15/01 1300 1155 100 Turbine/Generator Full Power
01/15/01 1400 1155 100 Turbine/Generator Full Power
01/15/01 1500 1155 100 Turbine/Generator Full Power
01/15/01 1600 1155 100 Turbine/Generator Full Power
01/15/01 1700 1155 100 Turbine/Generator Full Power
01/15/01 1800 1155 100 Turbine/Generator Full Power
01/15/01 1900 1155 100 Turbine/Generator Full Power
01/15/01 2000 1155 100.1 Turbine/Generator Full Power
01/15/01 2100 1154 100 Turbine/Generator Full Power
01/15/01 2200 1157 100 Turbine/Generator Full Power
01/15/01 2300 1155 100 Turbine/Generator Full Power
01/15/01 2400 1155 99.9 Turbine/Generator Full Power
01/16/01 0100 1156 100 Turbine/Generator Full Power



01/16/01 0200 1157 100 Turbine/Generator Full Power
01/16/01 0300 1155 100 Turbine/Generator Full Power
01/16/01 0400 1157 100 Turbine/Generator Full Power
01/16/01 0500 1155 99.9 Turbine/Generator Full Power
01/16/01 0600 1158 100 Turbine/Generator Full Power
01/16/01 0700 1158 100 Turbine/Generator Full Power
01/16/01 0800 1157 100 Turbine/Generator Full Power
01/16/01 0900 1157 100 Turbine/Generator Full Power
01/16/01 1000 1155 100 Turbine/Generator Full Power
01/16/01 1100 1156 100.1 Turbine/Generator Full Power
01/16/01 1200 1155 100 Turbine/Generator Full Power
01/16/01 1300 1155 100 Turbine/Generator Full Power
01/16/01 1400 1155 100 Turbine/Generator Full Power
01/16/01 1500 1156 100 Turbine/Generator Full Power
01/16/01 1600 1155 100 Turbine/Generator Full Power
01/16/01 1700 1156 100 Turbine/Generator Full Power
01/16/01 1800 1155 100 Turbine/Generator Full Power
01/16/01 1900 1156 100 Turbine/Generator Full Power
01/16/01 2000 1156 100 Turbine/Generator Full Power
01/16/01 2100 1156 99.9 Turbine/Generator Full Power
01/16/01 2200 1155 99.8 Turbine/Generator Full Power
01/16/01 2300 1154 99.7 Turbine/Generator Full Power
01/16/01 2400 1153 99.7 Turbine/Generator Full Power
01/17/01 0100 1153 99.7 Turbine/Generator Full Power
01/17/01 0200 1153 99.7 Turbine/Generator Full Power
01/17/01 0300 1154 99.9 Turbine/Generator Full Power
01/17/01 0400 1155 99.9 Turbine/Generator Full Power
01/17/01 0500 1156 100 Turbine/Generator Full Power
01/17/01 0600 1157 100 Turbine/Generator Full Power
01/17/01 0700 1156 99.9 Turbine/Generator Full Power
01/17/01 0800 1156 100 Turbine/Generator Full Power
01/17/01 0900 1153 99.9 Turbine/Generator Full Power
01/17/01 1000 1154 99.9 Turbine/Generator Full Power
01/17/01 1100 1155 99.9 Turbine/Generator Full Power
01/17/01 1200 1156 100 Turbine/Generator Full Power
01/17/01 1300 1155 100 Turbine/Generator Full Power
01/17/01 1400 1154 100 Turbine/Generator Full Power
01/17/01 1500 1157 100 Turbine/Generator Full Power
01/17/01 1600 1156 100 Turbine/Generator Full Power
01/17/01 1700 1156 100 Turbine/Generator Full Power
01/17/01 1800 1156 100 Turbine/Generator Full Power
01/17/01 1900 1157 100 Turbine/Generator Full Power
01/17/01 2000 1157 99.9 Turbine/Generator Full Power
01/17/01 2100 1156 99.9 Turbine/Generator Full Power
01/17/01 2200 1157 100 Turbine/Generator Full Power
01/17/01 2300 1155 99.9 Turbine/Generator Full Power
01/17/01 2400 1156 99.9 Turbine/Generator Full Power
01/18/01 0100 1156 99.9 Turbine/Generator Full Power
01/18/01 0200 1157 99.9 Turbine/Generator Full Power
01/18/01 0300 1156 99.9 Turbine/Generator Full Power
01/18/01 0400 1156 99.9 Turbine/Generator Full Power
01/18/01 0500 1156 100 Turbine/Generator Full Power
01/18/01 0600 1156 100 Turbine/Generator Full Power



01/18/01 0700 1157 100 Turbine/Generator Full Power
01/18/01 0800 1158 100 Turbine/Generator Full Power
01/18/01 0900 1156 100 Turbine/Generator Full Power
01/18/01 1000 1156 100 Turbine/Generator Full Power
01/18/01 1100 1157 100 Turbine/Generator Full Power
01/18/01 1200 1157 100 Turbine/Generator Full Power
01/18/01 1300 1157 99.9 Turbine/Generator Full Power
01/18/01 1400 1156 99.9 Turbine/Generator Full Power
01/18/01 1500 1155 100 Turbine/Generator Full Power
01/18/01 1600 1157 100 Turbine/Generator Full Power
01/18/01 1700 1156 100 Turbine/Generator Full Power
01/18/01 1800 1157 100 Turbine/Generator Full Power
01/18/01 1900 1157 100 Turbine/Generator Full Power
01/18/01 2000 1157 100 Turbine/Generator Full Power
01/18/01 2100 1158 100 Turbine/Generator Full Power
01/18/01 2200 1157 99.9 Turbine/Generator Full Power
01/18/01 2300 1158 100 Turbine/Generator Full Power
01/18/01 2400 1158 100 Turbine/Generator Full Power
01/19/01 0100 1157 100 Turbine/Generator Full Power
01/19/01 0200 1157 100 Turbine/Generator Full Power
01/19/01 0300 1155 100 Turbine/Generator Full Power
01/19/01 0400 1158 100 Turbine/Generator Full Power
01/19/01 0500 1157 100 Turbine/Generator Full Power
01/19/01 0600 1157 100 Turbine/Generator Full Power
01/19/01 0700 1159 100 Turbine/Generator Full Power
01/19/01 0800 1157 100 Turbine/Generator Full Power
01/19/01 0900 1158 99.9 Turbine/Generator Full Power
01/19/01 1000 1157 99.9 Turbine/Generator Full Power
01/19/01 1100 1158 100 Turbine/Generator Full Power
01/19/01 1200 1157 100 Turbine/Generator Full Power
01/19/01 1300 1156 100 Turbine/Generator Full Power
01/19/01 1400 1156 100 Turbine/Generator Full Power
01/19/01 1500 1157 100 Turbine/Generator Full Power
01/19/01 1600 1156 100 Turbine/Generator Full Power
01/19/01 1700 1157 99.9 Turbine/Generator Full Power
01/19/01 1800 1157 100 Turbine/Generator Full Power
01/19/01 1900 1158 100 Turbine/Generator Full Power
01/19/01 2000 1157 100 Turbine/Generator Full Power
01/19/01 2100 1157 100 Turbine/Generator Full Power
01/19/01 2200 1157 100 Turbine/Generator Full Power
01/19/01 2300 1157 100 Turbine/Generator Full Power
01/19/01 2400 1157 100 Turbine/Generator Full Power
01/20/01 0100 1156 100 Turbine/Generator Full Power
01/20/01 0200 1157 100 Turbine/Generator Full Power
01/20/01 0300 1157 100 Turbine/Generator Full Power
01/20/01 0400 1157 100 Turbine/Generator Full Power
01/20/01 0500 1157 100 Turbine/Generator Full Power
01/20/01 0600 1156 100 Turbine/Generator Full Power
01/20/01 0700 1158 100 Turbine/Generator Full Power
01/20/01 0800 1154 100 Turbine/Generator Full Power
01/20/01 0900 1156 100 Turbine/Generator Full Power
01/20/01 1000 1157 99.9 Turbine/Generator Full Power
01/20/01 1100 1154 99.9 Turbine/Generator Full Power



01/20/01 1200 1157 100 Turbine/Generator Full Power
01/20/01 1300 1156 99.9 Turbine/Generator Full Power
01/20/01 1400 1157 99.9 Turbine/Generator Full Power
01/20/01 1500 1155 100 Turbine/Generator Full Power
01/20/01 1600 1156 99.9 Turbine/Generator Full Power
01/20/01 1700 1155 100 Turbine/Generator Full Power
01/20/01 1800 1157 99.9 Turbine/Generator Full Power
01/20/01 1900 1156 99.9 Turbine/Generator Full Power
01/20/01 2000 1157 100 Turbine/Generator Full Power
01/20/01 2100 1160 100 Turbine/Generator Full Power
01/20/01 2200 1158 100 Turbine/Generator Full Power
01/20/01 2300 1156 99.9 Turbine/Generator Full Power
01/20/01 2400 1158 100 Turbine/Generator Full Power
01/21/01 0100 1157 100 Turbine/Generator Full Power
01/21/01 0200 1157 100 Turbine/Generator Full Power
01/21/01 0300 1156 100 Turbine/Generator Full Power
01/21/01 0400 1156 99.9 Turbine/Generator Full Power
01/21/01 0500 1157 100 Turbine/Generator Full Power
01/21/01 0600 1157 100 Turbine/Generator Full Power
01/21/01 0700 1157 100 Turbine/Generator Full Power
01/21/01 0800 1156 99.9 Turbine/Generator Full Power
01/21/01 0900 1155 99.9 Turbine/Generator Full Power
01/21/01 1000 1157 99.9 Turbine/Generator Full Power
01/21/01 1100 1155 99.9 Turbine/Generator Full Power
01/21/01 1200 1157 99.9 Turbine/Generator Full Power
01/21/01 1300 1157 100 Turbine/Generator Full Power
01/21/01 1400 1156 99.9 Turbine/Generator Full Power
01/21/01 1500 1157 99.9 Turbine/Generator Full Power
01/21/01 1600 1156 99.9 Turbine/Generator Full Power
01/21/01 1700 1157 100 Turbine/Generator Full Power
01/21/01 1800 1155 99.9 Turbine/Generator Full Power
01/21/01 1900 1157 99.9 Turbine/Generator Full Power
01/21/01 2000 1157 100 Turbine/Generator Full Power
01/21/01 2100 1157 99.9 Turbine/Generator Full Power
01/21/01 2200 1157 100 Turbine/Generator Full Power
01/21/01 2300 1157 100 Turbine/Generator Full Power
01/21/01 2400 1156 99.9 Turbine/Generator Full Power
01/22/01 0100 1157 100 Turbine/Generator Full Power
01/22/01 0200 1155 99.9 Turbine/Generator Full Power
01/22/01 0300 1155 100 Turbine/Generator Full Power
01/22/01 0400 1156 100 Turbine/Generator Full Power
01/22/01 0500 1156 100 Turbine/Generator Full Power
01/22/01 0600 1157 100 Turbine/Generator Full Power
01/22/01 0700 1157 100 Turbine/Generator Full Power
01/22/01 0800 1157 99.9 Turbine/Generator Full Power
01/22/01 0900 1156 100 Turbine/Generator Full Power
01/22/01 1000 1156 100 Turbine/Generator Full Power
01/22/01 1100 1156 99.9 Turbine/Generator Full Power
01/22/01 1200 1155 100 Turbine/Generator Full Power
01/22/01 1300 1155 100 Turbine/Generator Full Power
01/22/01 1400 1155 99.5 Turbine/Generator Full Power
01/22/01 1500 1155 99.1 Turbine/Generator Full Power
01/22/01 1600 1156 100 Turbine/Generator Full Power



01/22/01 1700 1156 100 Turbine/Generator Full Power
01/22/01 1800 1155 100 Turbine/Generator Full Power
01/22/01 1900 1155 99.9 Turbine/Generator Full Power
01/22/01 2000 1157 100 Turbine/Generator Full Power
01/22/01 2100 1156 100 Turbine/Generator Full Power
01/22/01 2200 1155 100 Turbine/Generator Full Power
01/22/01 2300 1157 100 Turbine/Generator Full Power
01/22/01 2400 1158 100 Turbine/Generator Full Power
01/23/01 0100 1156 100 Turbine/Generator Full Power
01/23/01 0200 1157 100 Turbine/Generator Full Power
01/23/01 0300 1156 100 Turbine/Generator Full Power
01/23/01 0400 1156 100 Turbine/Generator Full Power
01/23/01 0500 1156 100 Turbine/Generator Full Power
01/23/01 0600 1155 100 Turbine/Generator Full Power
01/23/01 0700 1156 99.9 Turbine/Generator Full Power
01/23/01 0800 1156 100 Turbine/Generator Full Power
01/23/01 0900 1156 100 Turbine/Generator Full Power
01/23/01 1000 1156 99.9 Turbine/Generator Full Power
01/23/01 1100 1156 100 Turbine/Generator Full Power
01/23/01 1200 1155 100 Turbine/Generator Full Power
01/23/01 1300 1155 100 Turbine/Generator Full Power
01/23/01 1400 1155 100 Turbine/Generator Full Power
01/23/01 1500 1155 100 Turbine/Generator Full Power
01/23/01 1600 1155 100 Turbine/Generator Full Power
01/23/01 1700 1155 100 Turbine/Generator Full Power
01/23/01 1800 1155 100 Turbine/Generator Full Power
01/23/01 1900 1155 100 Turbine/Generator Full Power
01/23/01 2000 1155 100 Turbine/Generator Full Power
01/23/01 2100 1156 100 Turbine/Generator Full Power
01/23/01 2200 1157 100 Turbine/Generator Full Power
01/23/01 2300 1157 100 Turbine/Generator Full Power
01/23/01 2400 1156 100 Turbine/Generator Full Power
01/24/01 0100 1157 100 Turbine/Generator Full Power
01/24/01 0200 1156 100 Turbine/Generator Full Power
01/24/01 0300 1155 100 Turbine/Generator Full Power
01/24/01 0400 1156 100 Turbine/Generator Full Power
01/24/01 0500 1157 100 Turbine/Generator Full Power
01/24/01 0600 1156 100 Turbine/Generator Full Power
01/24/01 0700 1157 100 Turbine/Generator Full Power
01/24/01 0800 1156 100 Turbine/Generator Full Power
01/24/01 0900 1156 100 Turbine/Generator Full Power
01/24/01 1000 1156 99.1 Turbine/Generator Full Power
01/24/01 1100 1155 99.1 Turbine/Generator Full Power
01/24/01 1200 1156 99.1 Turbine/Generator Full Power
01/24/01 1300 1155 99.9 Turbine/Generator Full Power
01/24/01 1400 1155 100 Turbine/Generator Full Power
01/24/01 1500 1155 99.9 Turbine/Generator Full Power
01/24/01 1600 1156 99.9 Turbine/Generator Full Power
01/24/01 1700 1156 100 Turbine/Generator Full Power
01/24/01 1800 1156 100 Turbine/Generator Full Power
01/24/01 1900 1156 100 Turbine/Generator Full Power
01/24/01 2000 1156 100 Turbine/Generator Full Power
01/24/01 2100 1157 100 Turbine/Generator Full Power



01/24/01 2200 1156 100 Turbine/Generator Full Power
01/24/01 2300 1157 100 Turbine/Generator Full Power
01/24/01 2400 1156 100 Turbine/Generator Full Power
01/25/01 0100 1157 100 Turbine/Generator Full Power
01/25/01 0200 1157 100 Turbine/Generator Full Power
01/25/01 0300 1157 100 Turbine/Generator Full Power
01/25/01 0400 1158 100 Turbine/Generator Full Power
01/25/01 0500 1158 100 Turbine/Generator Full Power
01/25/01 0600 1158 100 Turbine/Generator Full Power
01/25/01 0700 1158 100 Turbine/Generator Full Power
01/25/01 0800 1158 100 Turbine/Generator Full Power
01/25/01 0900 1158 100 Turbine/Generator Full Power
01/25/01 1000 1158 100 Turbine/Generator Full Power
01/25/01 1100 1157 100 Turbine/Generator Full Power
01/25/01 1200 1157 100 Turbine/Generator Full Power
01/25/01 1300 1157 100 Turbine/Generator Full Power
01/25/01 1400 1156 100 Turbine/Generator Full Power
01/25/01 1500 1156 100 Turbine/Generator Full Power
01/25/01 1600 1156 100 Turbine/Generator Full Power
01/25/01 1700 1156 100 Turbine/Generator Full Power
01/25/01 1800 1157 100 Turbine/Generator Full Power
01/25/01 1900 1156 100 Turbine/Generator Full Power
01/25/01 2000 1157 99.9 Turbine/Generator Full Power
01/25/01 2100 1157 100 Turbine/Generator Full Power
01/25/01 2200 1156 99.9 Turbine/Generator Full Power
01/25/01 2300 1157 100 Turbine/Generator Full Power
01/25/01 2400 1158 100 Turbine/Generator Full Power
01/26/01 0100 1157 100 Turbine/Generator Full Power
01/26/01 0200 1157 100 Turbine/Generator Full Power
01/26/01 0300 1158 100 Turbine/Generator Full Power
01/26/01 0400 1156 100 Turbine/Generator Full Power
01/26/01 0500 1157 100 Turbine/Generator Full Power
01/26/01 0600 1157 99.9 Turbine/Generator Full Power
01/26/01 0700 1157 100 Turbine/Generator Full Power
01/26/01 0800 1157 100 Turbine/Generator Full Power
01/26/01 0900 1156 99.1 Turbine/Generator Full Power
01/26/01 1000 1158 100 Turbine/Generator Full Power
01/26/01 1100 1157 100 Turbine/Generator Full Power
01/26/01 1200 1156 100 Turbine/Generator Full Power
01/26/01 1300 1158 100 Turbine/Generator Full Power
01/26/01 1400 1157 100 Turbine/Generator Full Power
01/26/01 1500 1157 100 Turbine/Generator Full Power
01/26/01 1600 1158 100 Turbine/Generator Full Power
01/26/01 1700 1158 100 Turbine/Generator Full Power
01/26/01 1800 1157 100 Turbine/Generator Full Power
01/26/01 1900 1157 99 Turbine/Generator Full Power
01/26/01 2000 1155 99 Turbine/Generator Full Power
01/26/01 2100 1156 99 Turbine/Generator Full Power
01/26/01 2200 1155 99 Turbine/Generator Full Power
01/26/01 2300 1157 99 Turbine/Generator Full Power
01/26/01 2400 1158 99.9 Turbine/Generator Full Power
01/27/01 0100 1159 99.9 Turbine/Generator Full Power
01/27/01 0200 1159 100 Turbine/Generator Full Power



01/27/01 0300 1158 99.9 Turbine/Generator Full Power
01/27/01 0400 1158 100 Turbine/Generator Full Power
01/27/01 0500 1158 100 Turbine/Generator Full Power
01/27/01 0600 1158 100 Turbine/Generator Full Power
01/27/01 0700 1159 99.9 Turbine/Generator Full Power
01/27/01 0800 1159 99.9 Turbine/Generator Full Power
01/27/01 0900 1159 100 Turbine/Generator Full Power
01/27/01 1000 1157 100 Turbine/Generator Full Power
01/27/01 1100 1157 100 Turbine/Generator Full Power
01/27/01 1200 1157 100 Turbine/Generator Full Power
01/27/01 1300 1158 100.1 Turbine/Generator Full Power
01/27/01 1400 1157 99.9 Turbine/Generator Full Power
01/27/01 1500 1159 100.1 Turbine/Generator Full Power
01/27/01 1600 1157 99.9 Turbine/Generator Full Power
01/27/01 1700 1157 100 Turbine/Generator Full Power
01/27/01 1800 1157 100 Turbine/Generator Full Power
01/27/01 1900 1157 100 Turbine/Generator Full Power
01/27/01 2000 1158 100 Turbine/Generator Full Power
01/27/01 2100 1156 100 Turbine/Generator Full Power
01/27/01 2200 1157 100 Turbine/Generator Full Power
01/27/01 2300 1157 100 Turbine/Generator Full Power
01/27/01 2400 1155 100 Turbine/Generator Full Power
01/28/01 0100 1157 100 Turbine/Generator Full Power
01/28/01 0200 1157 99.9 Turbine/Generator Full Power
01/28/01 0300 1157 100 Turbine/Generator Full Power
01/28/01 0400 1156 100 Turbine/Generator Full Power
01/28/01 0500 1157 100 Turbine/Generator Full Power
01/28/01 0600 1157 100 Turbine/Generator Full Power
01/28/01 0700 1156 100 Turbine/Generator Full Power
01/28/01 0800 1157 100 Turbine/Generator Full Power
01/28/01 0900 1157 99.9 Turbine/Generator Full Power
01/28/01 1000 1157 100 Turbine/Generator Full Power
01/28/01 1100 1157 100 Turbine/Generator Full Power
01/28/01 1200 1158 100 Turbine/Generator Full Power
01/28/01 1300 1157 100 Turbine/Generator Full Power
01/28/01 1400 1158 100 Turbine/Generator Full Power
01/28/01 1500 1158 100 Turbine/Generator Full Power
01/28/01 1600 1157 100 Turbine/Generator Full Power
01/28/01 1700 1156 99.9 Turbine/Generator Full Power
01/28/01 1800 1157 100 Turbine/Generator Full Power
01/28/01 1900 1156 100 Turbine/Generator Full Power
01/28/01 2000 1157 100 Turbine/Generator Full Power
01/28/01 2100 1158 100 Turbine/Generator Full Power
01/28/01 2200 1157 100 Turbine/Generator Full Power
01/28/01 2300 1157 100 Turbine/Generator Full Power
01/28/01 2400 1157 100 Turbine/Generator Full Power
01/29/01 0100 1157 100 Turbine/Generator Full Power
01/29/01 0200 1157 100 Turbine/Generator Full Power
01/29/01 0300 1157 100 Turbine/Generator Full Power
01/29/01 0400 1157 100 Turbine/Generator Full Power
01/29/01 0500 1157 100 Turbine/Generator Full Power
01/29/01 0600 1156 100 Turbine/Generator Full Power
01/29/01 0700 1157 100 Turbine/Generator Full Power



01/29/01 0800 1157 99.9 Turbine/Generator Full Power
01/29/01 0900 1157 100 Turbine/Generator Full Power
01/29/01 1000 1158 100 Turbine/Generator Full Power
01/29/01 1100 1157 100 Turbine/Generator Full Power
01/29/01 1200 1157 100 Turbine/Generator Full Power
01/29/01 1300 1157 100 Turbine/Generator Full Power
01/29/01 1400 1157 100 Turbine/Generator Full Power
01/29/01 1500 1157 100 Turbine/Generator Full Power
01/29/01 1600 1155 100 Turbine/Generator Full Power
01/29/01 1700 1157 100 Turbine/Generator Full Power
01/29/01 1800 1156 99.9 Turbine/Generator Full Power
01/29/01 1900 1156 99.9 Turbine/Generator Full Power
01/29/01 2000 1156 100 Turbine/Generator Full Power
01/29/01 2100 1157 99.9 Turbine/Generator Full Power
01/29/01 2200 1156 100 Turbine/Generator Full Power
01/29/01 2300 1157 99.9 Turbine/Generator Full Power
01/29/01 2400 1157 100 Turbine/Generator Full Power
01/30/01 0100 1157 100 Turbine/Generator Full Power
01/30/01 0200 1157 100 Turbine/Generator Full Power
01/30/01 0300 1157 100 Turbine/Generator Full Power
01/30/01 0400 1157 99.9 Turbine/Generator Full Power
01/30/01 0500 1157 100 Turbine/Generator Full Power
01/30/01 0600 1157 99.9 Turbine/Generator Full Power
01/30/01 0700 1157 100 Turbine/Generator Full Power
01/30/01 0800 1157 100 Turbine/Generator Full Power
01/30/01 0900 1157 99.9 Turbine/Generator Full Power
01/30/01 1000 1157 100 Turbine/Generator Full Power
01/30/01 1100 1158 100 Turbine/Generator Full Power
01/30/01 1200 1157 100 Turbine/Generator Full Power
01/30/01 1300 1157 100 Turbine/Generator Full Power
01/30/01 1400 1157 100 Turbine/Generator Full Power
01/30/01 1500 1157 100 Turbine/Generator Full Power
01/30/01 1600 1157 100 Turbine/Generator Full Power
01/30/01 1700 1157 100 Turbine/Generator Full Power
01/30/01 1800 1157 100 Turbine/Generator Full Power
01/30/01 1900 1157 100 Turbine/Generator Full Power
01/30/01 2000 1158 100 Turbine/Generator Full Power
01/30/01 2100 1158 99.9 Turbine/Generator Full Power
01/30/01 2200 1158 100 Turbine/Generator Full Power
01/30/01 2300 1158 100 Turbine/Generator Full Power
01/30/01 2400 1158 99.9 Turbine/Generator Full Power
01/31/01 0100 1157 100 Turbine/Generator Full Power
01/31/01 0200 1157 100 Turbine/Generator Full Power
01/31/01 0300 1158 100 Turbine/Generator Full Power
01/31/01 0400 1158 100 Turbine/Generator Full Power
01/31/01 0500 1157 99.9 Turbine/Generator Full Power
01/31/01 0600 1158 100 Turbine/Generator Full Power
01/31/01 0700 1158 100 Turbine/Generator Full Power
01/31/01 0800 1159 99.9 Turbine/Generator Full Power
01/31/01 0900 1158 100 Turbine/Generator Full Power
01/31/01 1000 1158 100 Turbine/Generator Full Power
01/31/01 1100 1158 99.9 Turbine/Generator Full Power
01/31/01 1200 1158 100 Turbine/Generator Full Power



01/31/01 1300 1158 100 Turbine/Generator Full Power
01/31/01 1400 1158 100 Turbine/Generator Full Power
01/31/01 1500 1158 100 Turbine/Generator Full Power
01/31/01 1600 1158 100 Turbine/Generator Full Power
01/31/01 1700 1158 100 Turbine/Generator Full Power
01/31/01 1800 1158 100 Turbine/Generator Full Power
01/31/01 1900 1157 100 Turbine/Generator Full Power
01/31/01 2000 1157 99.9 Turbine/Generator Full Power
01/31/01 2100 1157 100 Turbine/Generator Full Power
01/31/01 2200 1157 99.9 Turbine/Generator Full Power
01/31/01 2300 1159 100 Turbine/Generator Full Power
01/31/01 2400 1158 99.9 Turbine/Generator Full Power
02/01/01 0100 1158 100 Turbine/Generator Full Power
02/01/01 0200 1158 100 Turbine/Generator Full Power
02/01/01 0300 1158 100 Turbine/Generator Full Power
02/01/01 0400 1157 99.9 Turbine/Generator Full Power
02/01/01 0500 1159 100 Turbine/Generator Full Power
02/01/01 0600 1158 100 Turbine/Generator Full Power
02/01/01 0700 1159 100 Turbine/Generator Full Power
02/01/01 0800 1158 100 Turbine/Generator Full Power
02/01/01 0900 1157 100 Turbine/Generator Full Power
02/01/01 1000 1158 100 Turbine/Generator Full Power
02/01/01 1100 1158 100 Turbine/Generator Full Power
02/01/01 1200 1157 100 Turbine/Generator Full Power
02/01/01 1300 1157 100 Turbine/Generator Full Power
02/01/01 1400 1158 100 Turbine/Generator Full Power
02/01/01 1500 1157 100 Turbine/Generator Full Power
02/01/01 1600 1158 100 Turbine/Generator Full Power
02/01/01 1700 1158 100 Turbine/Generator Full Power
02/01/01 1800 1158 100 Turbine/Generator Full Power
02/01/01 1900 1159 99.9 Turbine/Generator Full Power
02/01/01 2000 1159 100 Turbine/Generator Full Power
02/01/01 2100 1158 99.9 Turbine/Generator Full Power
02/01/01 2200 1157 100 Turbine/Generator Full Power
02/01/01 2300 1157 100 Turbine/Generator Full Power
02/01/01 2400 1157 100 Turbine/Generator Full Power
02/02/01 0100 1159 100 Turbine/Generator Full Power
02/02/01 0200 1158 100 Turbine/Generator Full Power
02/02/01 0300 1156 100 Turbine/Generator Full Power
02/02/01 0400 1158 100.1 Turbine/Generator Full Power
02/02/01 0500 1158 100.1 Turbine/Generator Full Power
02/02/01 0600 1158 100 Turbine/Generator Full Power
02/02/01 0700 1158 100 Turbine/Generator Full Power
02/02/01 0800 1158 100 Turbine/Generator Full Power
02/02/01 0900 1158 99.9 Turbine/Generator Full Power
02/02/01 1000 1157 100 Turbine/Generator Full Power
02/02/01 1100 1158 100 Turbine/Generator Full Power
02/02/01 1200 1160 100 Turbine/Generator Full Power
02/02/01 1300 1158 100 Turbine/Generator Full Power
02/02/01 1400 1158 100.1 Turbine/Generator Full Power
02/02/01 1500 1158 100 Turbine/Generator Full Power
02/02/01 1600 1158 100 Turbine/Generator Full Power
02/02/01 1700 1158 100 Turbine/Generator Full Power



02/02/01 1800 1158 99.9 Turbine/Generator Full Power
02/02/01 1900 1158 100 Turbine/Generator Full Power
02/02/01 2000 1158 100 Turbine/Generator Full Power
02/02/01 2100 1158 99.9 Turbine/Generator Full Power
02/02/01 2200 1158 100 Turbine/Generator Full Power
02/02/01 2300 1158 99.9 Turbine/Generator Full Power
02/02/01 2400 1158 100 Turbine/Generator Full Power
02/03/01 0100 1158 100 Turbine/Generator Full Power
02/03/01 0200 1159 100.1 Turbine/Generator Full Power
02/03/01 0300 1158 100 Turbine/Generator Full Power
02/03/01 0400 1159 100 Turbine/Generator Full Power
02/03/01 0500 1159 100 Turbine/Generator Full Power
02/03/01 0600 1160 100 Turbine/Generator Full Power
02/03/01 0700 1159 100 Turbine/Generator Full Power
02/03/01 0800 1159 100 Turbine/Generator Full Power
02/03/01 0900 1159 100 Turbine/Generator Full Power
02/03/01 1000 1159 100 Turbine/Generator Full Power
02/03/01 1100 1158 100 Turbine/Generator Full Power
02/03/01 1200 1158 100 Turbine/Generator Full Power
02/03/01 1300 1159 100 Turbine/Generator Full Power
02/03/01 1400 1158 100 Turbine/Generator Full Power
02/03/01 1500 1159 100 Turbine/Generator Full Power
02/03/01 1600 1158 100 Turbine/Generator Full Power
02/03/01 1700 1159 100 Turbine/Generator Full Power
02/03/01 1800 1158 100 Turbine/Generator Full Power
02/03/01 1900 1158 100 Turbine/Generator Full Power
02/03/01 2000 1158 100 Turbine/Generator Full Power
02/03/01 2100 1158 100 Turbine/Generator Full Power
02/03/01 2200 1158 100 Turbine/Generator Full Power
02/03/01 2300 1158 100 Turbine/Generator Full Power
02/03/01 2400 1159 100 Turbine/Generator Full Power
02/04/01 0100 1158 100 Turbine/Generator Full Power
02/04/01 0200 1157 100 Turbine/Generator Full Power
02/04/01 0300 1158 100 Turbine/Generator Full Power
02/04/01 0400 1158 100 Turbine/Generator Full Power
02/04/01 0500 1158 100 Turbine/Generator Full Power
02/04/01 0600 1158 100 Turbine/Generator Full Power
02/04/01 0700 1158 100 Turbine/Generator Full Power
02/04/01 0800 1159 100 Turbine/Generator Full Power
02/04/01 0900 1159 100 Turbine/Generator Full Power
02/04/01 1000 1158 100 Turbine/Generator Full Power
02/04/01 1100 1157 100 Turbine/Generator Full Power
02/04/01 1200 1157 100 Turbine/Generator Full Power
02/04/01 1300 1157 100 Turbine/Generator Full Power
02/04/01 1400 1157 100 Turbine/Generator Full Power
02/04/01 1500 1156 100 Turbine/Generator Full Power
02/04/01 1600 1157 100 Turbine/Generator Full Power
02/04/01 1700 1158 100 Turbine/Generator Full Power
02/04/01 1800 1158 100 Turbine/Generator Full Power
02/04/01 1900 1158 100 Turbine/Generator Full Power
02/04/01 2000 1158 100 Turbine/Generator Full Power
02/04/01 2100 1158 100.1 Turbine/Generator Full Power
02/04/01 2200 1158 100 Turbine/Generator Full Power



02/04/01 2300 1157 100 Turbine/Generator Full Power
02/04/01 2400 1158 100 Turbine/Generator Full Power
02/05/01 0100 1158 100 Turbine/Generator Full Power
02/05/01 0200 1158 100 Turbine/Generator Full Power
02/05/01 0300 1158 100.1 Turbine/Generator Full Power
02/05/01 0400 1159 100 Turbine/Generator Full Power
02/05/01 0500 1157 100 Turbine/Generator Full Power
02/05/01 0600 1158 100 Turbine/Generator Full Power
02/05/01 0700 1158 100 Turbine/Generator Full Power
02/05/01 0800 1158 100 Turbine/Generator Full Power
02/05/01 0900 1158 100 Turbine/Generator Full Power
02/05/01 1000 1158 100 Turbine/Generator Full Power
02/05/01 1100 1157 100 Turbine/Generator Full Power
02/05/01 1200 1157 100 Turbine/Generator Full Power
02/05/01 1300 1157 100 Turbine/Generator Full Power
02/05/01 1400 1157 100 Turbine/Generator Full Power
02/05/01 1500 1158 100 Turbine/Generator Full Power
02/05/01 1600 1158 100 Turbine/Generator Full Power
02/05/01 1700 1158 100 Turbine/Generator Full Power
02/05/01 1800 1158 100 Turbine/Generator Full Power
02/05/01 1900 1158 100 Turbine/Generator Full Power
02/05/01 2000 1158 100 Turbine/Generator Full Power
02/05/01 2100 1158 100 Turbine/Generator Full Power
02/05/01 2200 1157 99.9 Turbine/Generator Full Power
02/05/01 2300 1157 100 Turbine/Generator Full Power
02/05/01 2400 1158 100 Turbine/Generator Full Power
02/06/01 0100 1158 100 Turbine/Generator Full Power
02/06/01 0200 1157 100 Turbine/Generator Full Power
02/06/01 0300 1157 100 Turbine/Generator Full Power
02/06/01 0400 1157 100 Turbine/Generator Full Power
02/06/01 0500 1158 100 Turbine/Generator Full Power
02/06/01 0600 1152 100 Turbine/Generator Full Power
02/06/01 0700 1152 100 Turbine/Generator Full Power
02/06/01 0800 1152 100 Turbine/Generator Full Power
02/06/01 0900 1153 100 Turbine/Generator Full Power
02/06/01 1000 1152 100 Turbine/Generator Full Power
02/06/01 1100 1152 100 Turbine/Generator Full Power
02/06/01 1200 1153 100 Turbine/Generator Full Power
02/06/01 1300 1153 100 Turbine/Generator Full Power
02/06/01 1400 1152 100 Turbine/Generator Full Power
02/06/01 1500 1153 100 Turbine/Generator Full Power
02/06/01 1600 1153 100 Turbine/Generator Full Power
02/06/01 1700 1158 100 Turbine/Generator Full Power
02/06/01 1800 1158 100 Turbine/Generator Full Power
02/06/01 1900 1158 99.9 Turbine/Generator Full Power
02/06/01 2000 1158 99.9 Turbine/Generator Full Power
02/06/01 2100 1158 100 Turbine/Generator Full Power
02/06/01 2200 1158 100 Turbine/Generator Full Power
02/06/01 2300 1157 99.9 Turbine/Generator Full Power
02/06/01 2400 1158 100 Turbine/Generator Full Power
02/07/01 0100 1157 100 Turbine/Generator Full Power
02/07/01 0200 1158 100 Turbine/Generator Full Power
02/07/01 0300 1158 100 Turbine/Generator Full Power



02/07/01 0400 1158 100 Turbine/Generator Full Power
02/07/01 0500 1158 100 Turbine/Generator Full Power
02/07/01 0600 1157 100 Turbine/Generator Full Power
02/07/01 0700 1157 100 Turbine/Generator Full Power
02/07/01 0800 1158 100.1 Turbine/Generator Full Power
02/07/01 0900 1158 100 Turbine/Generator Full Power
02/07/01 1000 1157 99.9 Turbine/Generator Full Power
02/07/01 1100 1157 99.9 Turbine/Generator Full Power
02/07/01 1200 1158 99.9 Turbine/Generator Full Power
02/07/01 1300 1157 99.9 Turbine/Generator Full Power
02/07/01 1400 1157 99.9 Turbine/Generator Full Power
02/07/01 1500 1158 100 Turbine/Generator Full Power
02/07/01 1600 1157 100 Turbine/Generator Full Power
02/07/01 1700 1158 100 Turbine/Generator Full Power
02/07/01 1800 1158 100 Turbine/Generator Full Power
02/07/01 1900 1158 100 Turbine/Generator Full Power
02/07/01 2000 1158 100 Turbine/Generator Full Power
02/07/01 2100 1158 100 Turbine/Generator Full Power
02/07/01 2200 1158 100 Turbine/Generator Full Power
02/07/01 2300 1158 100 Turbine/Generator Full Power
02/07/01 2400 1158 100 Turbine/Generator Full Power
02/08/01 0100 1158 100 Turbine/Generator Full Power
02/08/01 0200 1158 100 Turbine/Generator Full Power
02/08/01 0300 1158 100 Turbine/Generator Full Power
02/08/01 0400 1158 100 Turbine/Generator Full Power
02/08/01 0500 1158 100 Turbine/Generator Full Power
02/08/01 0600 1158 100 Turbine/Generator Full Power
02/08/01 0700 1158 100 Turbine/Generator Full Power
02/08/01 0800 1158 100 Turbine/Generator Full Power
02/08/01 0900 1159 100 Turbine/Generator Full Power
02/08/01 1000 1159 100 Turbine/Generator Full Power
02/08/01 1100 1159 100 Turbine/Generator Full Power
02/08/01 1200 1159 100 Turbine/Generator Full Power
02/08/01 1300 1160 100 Turbine/Generator Full Power
02/08/01 1400 1159 100 Turbine/Generator Full Power
02/08/01 1500 1159 100 Turbine/Generator Full Power
02/08/01 1600 1158 100 Turbine/Generator Full Power
02/08/01 1700 1159 100 Turbine/Generator Full Power
02/08/01 1800 1158 100 Turbine/Generator Full Power
02/08/01 1900 1158 100 Turbine/Generator Full Power
02/08/01 2000 1158 100 Turbine/Generator Full Power
02/08/01 2100 1158 100 Turbine/Generator Full Power
02/08/01 2200 1158 100 Turbine/Generator Full Power
02/08/01 2300 1158 100 Turbine/Generator Full Power
02/08/01 2400 1159 100 Turbine/Generator Full Power
02/09/01 0100 1158 99.9 Turbine/Generator Full Power
02/09/01 0200 1158 100 Turbine/Generator Full Power
02/09/01 0300 1158 100 Turbine/Generator Full Power
02/09/01 0400 1158 99.9 Turbine/Generator Full Power
02/09/01 0500 1158 100 Turbine/Generator Full Power
02/09/01 0600 1158 100 Turbine/Generator Full Power
02/09/01 0700 1160 100 Turbine/Generator Full Power
02/09/01 0800 1158 100 Turbine/Generator Full Power



02/09/01 0900 1158 100 Turbine/Generator Full Power
02/09/01 1000 1158 100 Turbine/Generator Full Power
02/09/01 1100 1158 100 Turbine/Generator Full Power
02/09/01 1200 1158 100 Turbine/Generator Full Power
02/09/01 1300 1158 100 Turbine/Generator Full Power
02/09/01 1400 1158 100 Turbine/Generator Full Power
02/09/01 1500 1159 100 Turbine/Generator Full Power
02/09/01 1600 1158 100 Turbine/Generator Full Power
02/09/01 1700 1158 100 Turbine/Generator Full Power
02/09/01 1800 1158 100 Turbine/Generator Full Power
02/09/01 1900 1158 100 Turbine/Generator Full Power
02/09/01 2000 1159 100 Turbine/Generator Full Power
02/09/01 2100 1159 100 Turbine/Generator Full Power
02/09/01 2200 1158 100 Turbine/Generator Full Power
02/09/01 2300 1158 100 Turbine/Generator Full Power
02/09/01 2400 1158 100 Turbine/Generator Full Power
02/10/01 0100 1159 100 Turbine/Generator Full Power
02/10/01 0200 1158 100 Turbine/Generator Full Power
02/10/01 0300 1158 100 Turbine/Generator Full Power
02/10/01 0400 1158 99.9 Turbine/Generator Full Power
02/10/01 0500 1159 100 Turbine/Generator Full Power
02/10/01 0600 1158 99.9 Turbine/Generator Full Power
02/10/01 0700 1157 99.9 Turbine/Generator Full Power
02/10/01 0800 1158 100 Turbine/Generator Full Power
02/10/01 0900 1156 100 Turbine/Generator Full Power
02/10/01 1000 1158 100 Turbine/Generator Full Power
02/10/01 1100 1158 100 Turbine/Generator Full Power
02/10/01 1200 1156 100 Turbine/Generator Full Power
02/10/01 1300 1158 100 Turbine/Generator Full Power
02/10/01 1400 1158 100 Turbine/Generator Full Power
02/10/01 1500 1156 100 Turbine/Generator Full Power
02/10/01 1600 1157 100 Turbine/Generator Full Power
02/10/01 1700 1158 99.9 Turbine/Generator Full Power
02/10/01 1800 1158 100 Turbine/Generator Full Power
02/10/01 1900 1159 100 Turbine/Generator Full Power
02/10/01 2000 1159 100 Turbine/Generator Full Power
02/10/01 2100 1158 100 Turbine/Generator Full Power
02/10/01 2200 1158 100 Turbine/Generator Full Power
02/10/01 2300 1158 100 Turbine/Generator Full Power
02/10/01 2400 1157 100 Turbine/Generator Full Power
02/11/01 0100 1158 100 Turbine/Generator Full Power
02/11/01 0200 1159 99.9 Turbine/Generator Full Power
02/11/01 0300 1158 100 Turbine/Generator Full Power
02/11/01 0400 1158 100 Turbine/Generator Full Power
02/11/01 0500 1158 100 Turbine/Generator Full Power
02/11/01 0600 1158 100 Turbine/Generator Full Power
02/11/01 0700 1158 100 Turbine/Generator Full Power
02/11/01 0800 1159 100 Turbine/Generator Full Power
02/11/01 0900 1159 100 Turbine/Generator Full Power
02/11/01 1000 1160 100 Turbine/Generator Full Power
02/11/01 1100 1158 100 Turbine/Generator Full Power
02/11/01 1200 1159 100.1 Turbine/Generator Full Power
02/11/01 1300 1158 100 Turbine/Generator Full Power



02/11/01 1400 1159 100 Turbine/Generator Full Power
02/11/01 1500 1158 100 Turbine/Generator Full Power
02/11/01 1600 1158 100.1 Turbine/Generator Full Power
02/11/01 1700 1160 100 Turbine/Generator Full Power
02/11/01 1800 1158 100 Turbine/Generator Full Power
02/11/01 1900 1158 100 Turbine/Generator Full Power
02/11/01 2000 1158 100 Turbine/Generator Full Power
02/11/01 2100 1159 100 Turbine/Generator Full Power
02/11/01 2200 1159 100 Turbine/Generator Full Power
02/11/01 2300 1159 99.9 Turbine/Generator Full Power
02/11/01 2400 1159 100 Turbine/Generator Full Power
02/12/01 0100 1158 100 Turbine/Generator Full Power
02/12/01 0200 1158 100 Turbine/Generator Full Power
02/12/01 0300 1158 100 Turbine/Generator Full Power
02/12/01 0400 1158 100 Turbine/Generator Full Power
02/12/01 0500 1158 100 Turbine/Generator Full Power
02/12/01 0600 1159 100 Turbine/Generator Full Power
02/12/01 0700 1158 100 Turbine/Generator Full Power
02/12/01 0800 1158 100 Turbine/Generator Full Power
02/12/01 0900 1158 100 Turbine/Generator Full Power
02/12/01 1000 1159 100 Turbine/Generator Full Power
02/12/01 1100 1158 99.9 Turbine/Generator Full Power
02/12/01 1200 1158 100 Turbine/Generator Full Power
02/12/01 1300 1158 100 Turbine/Generator Full Power
02/12/01 1400 1158 100 Turbine/Generator Full Power
02/12/01 1500 1157 100 Turbine/Generator Full Power
02/12/01 1600 1157 100 Turbine/Generator Full Power
02/12/01 1700 1158 100 Turbine/Generator Full Power
02/12/01 1800 1158 100 Turbine/Generator Full Power
02/12/01 1900 1158 100 Turbine/Generator Full Power
02/12/01 2000 1158 100 Turbine/Generator Full Power
02/12/01 2100 1158 100 Turbine/Generator Full Power
02/12/01 2200 1158 99.9 Turbine/Generator Full Power
02/12/01 2300 1158 100 Turbine/Generator Full Power
02/12/01 2400 1157 100 Turbine/Generator Full Power
02/13/01 0100 1158 99.9 Turbine/Generator Full Power
02/13/01 0200 1158 100 Turbine/Generator Full Power
02/13/01 0300 1158 99.9 Turbine/Generator Full Power
02/13/01 0400 1158 100 Turbine/Generator Full Power
02/13/01 0500 1158 99.9 Turbine/Generator Full Power
02/13/01 0600 1158 99.9 Turbine/Generator Full Power
02/13/01 0700 1158 100 Turbine/Generator Full Power
02/13/01 0800 1157 100 Turbine/Generator Full Power
02/13/01 0900 1158 100 Turbine/Generator Full Power
02/13/01 1000 1158 100 Turbine/Generator Full Power
02/13/01 1100 1158 100 Turbine/Generator Full Power
02/13/01 1200 1157 100 Turbine/Generator Full Power
02/13/01 1300 1157 100 Turbine/Generator Full Power
02/13/01 1400 1157 100 Turbine/Generator Full Power
02/13/01 1500 1158 100 Turbine/Generator Full Power
02/13/01 1600 1158 100 Turbine/Generator Full Power
02/13/01 1700 1158 100 Turbine/Generator Full Power
02/13/01 1800 1158 100 Turbine/Generator Full Power



02/13/01 1900 1158 100 Turbine/Generator Full Power
02/13/01 2000 1158 100 Turbine/Generator Full Power
02/13/01 2100 1158 100 Turbine/Generator Full Power
02/13/01 2200 1158 100 Turbine/Generator Full Power
02/13/01 2300 1158 100 Turbine/Generator Full Power
02/13/01 2400 1158 100 Turbine/Generator Full Power
02/14/01 0100 1158 100 Turbine/Generator Full Power
02/14/01 0200 1158 99.9 Turbine/Generator Full Power
02/14/01 0300 1158 100 Turbine/Generator Full Power
02/14/01 0400 1158 99.9 Turbine/Generator Full Power
02/14/01 0500 1157 100 Turbine/Generator Full Power
02/14/01 0600 1157 100 Turbine/Generator Full Power
02/14/01 0700 1157 100 Turbine/Generator Full Power
02/14/01 0800 1157 100 Turbine/Generator Full Power
02/14/01 0900 1157 99.9 Turbine/Generator Full Power
02/14/01 1000 1157 99.9 Turbine/Generator Full Power
02/14/01 1100 1157 100 Turbine/Generator Full Power
02/14/01 1200 1157 100 Turbine/Generator Full Power
02/14/01 1300 1157 100 Turbine/Generator Full Power
02/14/01 1400 1157 99.9 Turbine/Generator Full Power
02/14/01 1500 1157 99.9 Turbine/Generator Full Power
02/14/01 1600 1158 100 Turbine/Generator Full Power
02/14/01 1700 1158 100 Turbine/Generator Full Power
02/14/01 1800 1158 100 Turbine/Generator Full Power
02/14/01 1900 1158 100 Turbine/Generator Full Power
02/14/01 2000 1158 100 Turbine/Generator Full Power
02/14/01 2100 1157 99.9 Turbine/Generator Full Power
02/14/01 2200 1158 99.9 Turbine/Generator Full Power
02/14/01 2300 1157 99.9 Turbine/Generator Full Power
02/14/01 2400 1158 100 Turbine/Generator Full Power
02/15/01 0100 1158 100 Turbine/Generator Full Power
02/15/01 0200 1158 100.1 Turbine/Generator Full Power
02/15/01 0300 1158 100 Turbine/Generator Full Power
02/15/01 0400 1158 100 Turbine/Generator Full Power
02/15/01 0500 1158 99.9 Turbine/Generator Full Power
02/15/01 0600 1158 100 Turbine/Generator Full Power
02/15/01 0700 1158 99.9 Turbine/Generator Full Power
02/15/01 0800 1158 99.9 Turbine/Generator Full Power
02/15/01 0900 1158 100 Turbine/Generator Full Power
02/15/01 1000 1158 100 Turbine/Generator Full Power
02/15/01 1100 1158 99.9 Turbine/Generator Full Power
02/15/01 1200 1158 100 Turbine/Generator Full Power
02/15/01 1300 1159 99.9 Turbine/Generator Full Power
02/15/01 1400 1157 100 Turbine/Generator Full Power
02/15/01 1500 1158 100 Turbine/Generator Full Power
02/15/01 1600 1157 100 Turbine/Generator Full Power
02/15/01 1700 1157 99.9 Turbine/Generator Full Power
02/15/01 1800 1157 99.9 Turbine/Generator Full Power
02/15/01 1900 1158 100 Turbine/Generator Full Power
02/15/01 2000 1158 100 Turbine/Generator Full Power
02/15/01 2100 1158 100 Turbine/Generator Full Power
02/15/01 2200 1157 100 Turbine/Generator Full Power
02/15/01 2300 1157 100 Turbine/Generator Full Power



02/15/01 2400 1157 99.9 Turbine/Generator Full Power
02/16/01 0100 1157 99.9 Turbine/Generator Full Power
02/16/01 0200 1157 100 Turbine/Generator Full Power
02/16/01 0300 1158 100 Turbine/Generator Full Power
02/16/01 0400 1158 100 Turbine/Generator Full Power
02/16/01 0500 1157 99.9 Turbine/Generator Full Power
02/16/01 0600 1157 99.9 Turbine/Generator Full Power
02/16/01 0700 1157 100 Turbine/Generator Full Power
02/16/01 0800 1157 100 Turbine/Generator Full Power
02/16/01 0900 1158 100 Turbine/Generator Full Power
02/16/01 1000 1158 100 Turbine/Generator Full Power
02/16/01 1100 1157 100 Turbine/Generator Full Power
02/16/01 1200 1157 100 Turbine/Generator Full Power
02/16/01 1300 1158 100 Turbine/Generator Full Power
02/16/01 1400 1157 100 Turbine/Generator Full Power
02/16/01 1500 1157 99.9 Turbine/Generator Full Power
02/16/01 1600 1157 100 Turbine/Generator Full Power
02/16/01 1700 1157 99.9 Turbine/Generator Full Power
02/16/01 1800 1158 100 Turbine/Generator Full Power
02/16/01 1900 1157 100 Turbine/Generator Full Power
02/16/01 2000 1158 100 Turbine/Generator Full Power
02/16/01 2100 1158 100 Turbine/Generator Full Power
02/16/01 2200 1157 100 Turbine/Generator Full Power
02/16/01 2300 1157 100 Turbine/Generator Full Power
02/16/01 2400 1157 99.9 Turbine/Generator Full Power
02/17/01 0100 1157 100 Turbine/Generator Full Power
02/17/01 0200 1157 100 Turbine/Generator Full Power
02/17/01 0300 1158 100 Turbine/Generator Full Power
02/17/01 0400 1157 100 Turbine/Generator Full Power
02/17/01 0500 1158 100 Turbine/Generator Full Power
02/17/01 0600 1158 100 Turbine/Generator Full Power
02/17/01 0700 1158 100 Turbine/Generator Full Power
02/17/01 0800 1158 100 Turbine/Generator Full Power
02/17/01 0900 1158 100 Turbine/Generator Full Power
02/17/01 1000 1159 100 Turbine/Generator Full Power
02/17/01 1100 1157 100 Turbine/Generator Full Power
02/17/01 1200 1159 100 Turbine/Generator Full Power
02/17/01 1300 1158 100 Turbine/Generator Full Power
02/17/01 1400 1157 100 Turbine/Generator Full Power
02/17/01 1500 1158 100 Turbine/Generator Full Power
02/17/01 1600 1158 100 Turbine/Generator Full Power
02/17/01 1700 1158 100 Turbine/Generator Full Power
02/17/01 1800 1158 100 Turbine/Generator Full Power
02/17/01 1900 1158 100 Turbine/Generator Full Power
02/17/01 2000 1158 100 Turbine/Generator Full Power
02/17/01 2100 1158 100 Turbine/Generator Full Power
02/17/01 2200 1157 99.9 Turbine/Generator Full Power
02/17/01 2300 1157 100 Turbine/Generator Full Power
02/17/01 2400 1157 100 Turbine/Generator Full Power
02/18/01 0100 1157 100 Turbine/Generator Full Power
02/18/01 0200 1157 100 Turbine/Generator Full Power
02/18/01 0300 1157 99.9 Turbine/Generator Full Power
02/18/01 0400 1157 100 Turbine/Generator Full Power



02/18/01 0500 1157 100 Turbine/Generator Full Power
02/18/01 0600 1158 100 Turbine/Generator Full Power
02/18/01 0700 1158 100 Turbine/Generator Full Power
02/18/01 0800 1158 100 Turbine/Generator Full Power
02/18/01 0900 1158 100 Turbine/Generator Full Power
02/18/01 1000 1157 100 Turbine/Generator Full Power
02/18/01 1100 1158 100 Turbine/Generator Full Power
02/18/01 1200 1158 100 Turbine/Generator Full Power
02/18/01 1300 1158 100 Turbine/Generator Full Power
02/18/01 1400 1157 100 Turbine/Generator Full Power
02/18/01 1500 1157 100 Turbine/Generator Full Power
02/18/01 1600 1157 100 Turbine/Generator Full Power
02/18/01 1700 1157 100 Turbine/Generator Full Power
02/18/01 1800 1157 100 Turbine/Generator Full Power
02/18/01 1900 1157 100 Turbine/Generator Full Power
02/18/01 2000 1157 99.9 Turbine/Generator Full Power
02/18/01 2100 1158 100 Turbine/Generator Full Power
02/18/01 2200 1158 99.9 Turbine/Generator Full Power
02/18/01 2300 1158 99.9 Turbine/Generator Full Power
02/18/01 2400 1158 100 Turbine/Generator Full Power
02/19/01 0100 1157 100 Turbine/Generator Full Power
02/19/01 0200 1158 99.9 Turbine/Generator Full Power
02/19/01 0300 1159 100 Turbine/Generator Full Power
02/19/01 0400 1158 100 Turbine/Generator Full Power
02/19/01 0500 1158 100 Turbine/Generator Full Power
02/19/01 0600 1158 100 Turbine/Generator Full Power
02/19/01 0700 1158 99.9 Turbine/Generator Full Power
02/19/01 0800 1157 100 Turbine/Generator Full Power
02/19/01 0900 1158 100 Turbine/Generator Full Power
02/19/01 1000 1157 100 Turbine/Generator Full Power
02/19/01 1100 1157 100 Turbine/Generator Full Power
02/19/01 1200 1157 100 Turbine/Generator Full Power
02/19/01 1300 1157 100 Turbine/Generator Full Power
02/19/01 1400 1157 99.9 Turbine/Generator Full Power
02/19/01 1500 1157 100 Turbine/Generator Full Power
02/19/01 1600 1157 100.1 Turbine/Generator Full Power
02/19/01 1700 1158 100 Turbine/Generator Full Power
02/19/01 1800 1158 100 Turbine/Generator Full Power
02/19/01 1900 1157 100 Turbine/Generator Full Power
02/19/01 2000 1157 100 Turbine/Generator Full Power
02/19/01 2100 1157 100 Turbine/Generator Full Power
02/19/01 2200 1158 100 Turbine/Generator Full Power
02/19/01 2300 1158 100 Turbine/Generator Full Power
02/19/01 2400 1158 100 Turbine/Generator Full Power
02/20/01 0100 1158 100 Turbine/Generator Full Power
02/20/01 0200 1157 100 Turbine/Generator Full Power
02/20/01 0300 1158 100 Turbine/Generator Full Power
02/20/01 0400 1158 100 Turbine/Generator Full Power
02/20/01 0500 1157 100 Turbine/Generator Full Power
02/20/01 0600 1158 100 Turbine/Generator Full Power
02/20/01 0700 1158 100 Turbine/Generator Full Power
02/20/01 0800 1158 100 Turbine/Generator Full Power
02/20/01 0900 1157 100 Turbine/Generator Full Power



02/20/01 1000 1158 100 Turbine/Generator Full Power
02/20/01 1100 1158 100 Turbine/Generator Full Power
02/20/01 1200 1157 100 Turbine/Generator Full Power
02/20/01 1300 1156 100 Turbine/Generator Full Power
02/20/01 1400 1156 100 Turbine/Generator Full Power
02/20/01 1500 1157 100 Turbine/Generator Full Power
02/20/01 1600 1156 100 Turbine/Generator Full Power
02/20/01 1700 1157 100 Turbine/Generator Full Power
02/20/01 1800 1157 100 Turbine/Generator Full Power
02/20/01 1900 1157 100 Turbine/Generator Full Power
02/20/01 2000 1157 100 Turbine/Generator Full Power
02/20/01 2100 1157 100 Turbine/Generator Full Power
02/20/01 2200 1157 100 Turbine/Generator Full Power
02/20/01 2300 1157 99.9 Turbine/Generator Full Power
02/20/01 2400 1158 99.9 Turbine/Generator Full Power
02/21/01 0100 1157 100 Turbine/Generator Full Power
02/21/01 0200 1157 100 Turbine/Generator Full Power
02/21/01 0300 1157 100 Turbine/Generator Full Power
02/21/01 0400 1158 100 Turbine/Generator Full Power
02/21/01 0500 1158 100 Turbine/Generator Full Power
02/21/01 0600 1158 100 Turbine/Generator Full Power
02/21/01 0700 1158 100 Turbine/Generator Full Power
02/21/01 0800 1158 100 Turbine/Generator Full Power
02/21/01 0900 1157 100 Turbine/Generator Full Power
02/21/01 1000 1157 99.9 Turbine/Generator Full Power
02/21/01 1100 1157 100 Turbine/Generator Full Power
02/21/01 1200 1156 100 Turbine/Generator Full Power
02/21/01 1300 1156 100 Turbine/Generator Full Power
02/21/01 1400 1157 100 Turbine/Generator Full Power
02/21/01 1500 1157 100 Turbine/Generator Full Power
02/21/01 1600 1156 100 Turbine/Generator Full Power
02/21/01 1700 1157 100 Turbine/Generator Full Power
02/21/01 1800 1156 100 Turbine/Generator Full Power
02/21/01 1900 1157 100 Turbine/Generator Full Power
02/21/01 2000 1156 100 Turbine/Generator Full Power
02/21/01 2100 1156 100 Turbine/Generator Full Power
02/21/01 2200 1156 100 Turbine/Generator Full Power
02/21/01 2300 1157 99.9 Turbine/Generator Full Power
02/21/01 2400 1157 100 Turbine/Generator Full Power
02/22/01 0100 1156 100 Turbine/Generator Full Power
02/22/01 0200 1156 99.9 Turbine/Generator Full Power
02/22/01 0300 1157 100 Turbine/Generator Full Power
02/22/01 0400 1157 100 Turbine/Generator Full Power
02/22/01 0500 1156 99.9 Turbine/Generator Full Power
02/22/01 0600 1157 100 Turbine/Generator Full Power
02/22/01 0700 1157 99.9 Turbine/Generator Full Power
02/22/01 0800 1157 99.9 Turbine/Generator Full Power
02/22/01 0900 1157 100 Turbine/Generator Full Power
02/22/01 1000 1157 100 Turbine/Generator Full Power
02/22/01 1100 1157 100 Turbine/Generator Full Power
02/22/01 1200 1156 99.9 Turbine/Generator Full Power
02/22/01 1300 1157 100 Turbine/Generator Full Power
02/22/01 1400 1157 99.9 Turbine/Generator Full Power



02/22/01 1500 1156 99.9 Turbine/Generator Full Power
02/22/01 1600 1157 99.9 Turbine/Generator Full Power
02/22/01 1700 1157 100 Turbine/Generator Full Power
02/22/01 1800 1157 100 Turbine/Generator Full Power
02/22/01 1900 1157 100 Turbine/Generator Full Power
02/22/01 2000 1157 100 Turbine/Generator Full Power
02/22/01 2100 1158 100 Turbine/Generator Full Power
02/22/01 2200 1157 100 Turbine/Generator Full Power
02/22/01 2300 1157 100 Turbine/Generator Full Power
02/22/01 2400 1157 100 Turbine/Generator Full Power
02/23/01 0100 1158 100 Turbine/Generator Full Power
02/23/01 0200 1157 100 Turbine/Generator Full Power
02/23/01 0300 1157 100 Turbine/Generator Full Power
02/23/01 0400 1158 100 Turbine/Generator Full Power
02/23/01 0500 1157 99.9 Turbine/Generator Full Power
02/23/01 0600 1157 100 Turbine/Generator Full Power
02/23/01 0700 1157 100 Turbine/Generator Full Power
02/23/01 0800 1158 100 Turbine/Generator Full Power
02/23/01 0900 1158 100 Turbine/Generator Full Power
02/23/01 1000 1158 100 Turbine/Generator Full Power
02/23/01 1100 1158 100 Turbine/Generator Full Power
02/23/01 1200 1157 100 Turbine/Generator Full Power
02/23/01 1300 1158 99.9 Turbine/Generator Full Power
02/23/01 1400 1157 100 Turbine/Generator Full Power
02/23/01 1500 1157 100 Turbine/Generator Full Power
02/23/01 1600 1160 100 Turbine/Generator Full Power
02/23/01 1700 1158 99.9 Turbine/Generator Full Power
02/23/01 1800 1158 100 Turbine/Generator Full Power
02/23/01 1900 1157 100 Turbine/Generator Full Power
02/23/01 2000 1158 100 Turbine/Generator Full Power
02/23/01 2100 1157 100 Turbine/Generator Full Power
02/23/01 2200 1158 100 Turbine/Generator Full Power
02/23/01 2300 1157 100 Turbine/Generator Full Power
02/23/01 2400 1157 100 Turbine/Generator Full Power
02/24/01 0100 1157 100 Turbine/Generator Full Power
02/24/01 0200 1158 100 Turbine/Generator Full Power
02/24/01 0300 1157 100 Turbine/Generator Full Power
02/24/01 0400 1158 100 Turbine/Generator Full Power
02/24/01 0500 1158 100 Turbine/Generator Full Power
02/24/01 0600 1158 100 Turbine/Generator Full Power
02/24/01 0700 1157 100 Turbine/Generator Full Power
02/24/01 0800 1158 100 Turbine/Generator Full Power
02/24/01 0900 1157 100 Turbine/Generator Full Power
02/24/01 1000 1159 100 Turbine/Generator Full Power
02/24/01 1100 1158 100 Turbine/Generator Full Power
02/24/01 1200 1158 99.9 Turbine/Generator Full Power
02/24/01 1300 1158 100 Turbine/Generator Full Power
02/24/01 1400 1158 100 Turbine/Generator Full Power
02/24/01 1500 1158 100 Turbine/Generator Full Power
02/24/01 1600 1158 100 Turbine/Generator Full Power
02/24/01 1700 1157 100 Turbine/Generator Full Power
02/24/01 1800 1157 100 Turbine/Generator Full Power
02/24/01 1900 1157 100 Turbine/Generator Full Power



02/24/01 2000 1158 100.1 Turbine/Generator Full Power
02/24/01 2100 1158 100 Turbine/Generator Full Power
02/24/01 2200 1158 100 Turbine/Generator Full Power
02/24/01 2300 1157 99.9 Turbine/Generator Full Power
02/24/01 2400 1157 100.1 Turbine/Generator Full Power
02/25/01 0100 1158 99.9 Turbine/Generator Full Power
02/25/01 0200 1157 100 Turbine/Generator Full Power
02/25/01 0300 1158 100 Turbine/Generator Full Power
02/25/01 0400 1157 100 Turbine/Generator Full Power
02/25/01 0500 1157 100 Turbine/Generator Full Power
02/25/01 0600 1157 100 Turbine/Generator Full Power
02/25/01 0700 1157 100 Turbine/Generator Full Power
02/25/01 0800 1157 99.9 Turbine/Generator Full Power
02/25/01 0900 1158 100 Turbine/Generator Full Power
02/25/01 1000 1158 100 Turbine/Generator Full Power
02/25/01 1100 1158 100 Turbine/Generator Full Power
02/25/01 1200 1156 100 Turbine/Generator Full Power
02/25/01 1300 1156 100 Turbine/Generator Full Power
02/25/01 1400 1157 100 Turbine/Generator Full Power
02/25/01 1500 1155 99.9 Turbine/Generator Full Power
02/25/01 1600 1153 100 Turbine/Generator Full Power
02/25/01 1700 1156 100 Turbine/Generator Full Power
02/25/01 1800 1157 100 Turbine/Generator Full Power
02/25/01 1900 1157 100 Turbine/Generator Full Power
02/25/01 2000 1157 100 Turbine/Generator Full Power
02/25/01 2100 1157 100 Turbine/Generator Full Power
02/25/01 2200 1158 100 Turbine/Generator Full Power
02/25/01 2300 1157 100 Turbine/Generator Full Power
02/25/01 2400 1157 100 Turbine/Generator Full Power
02/26/01 0100 1157 99.9 Turbine/Generator Full Power
02/26/01 0200 1157 100 Turbine/Generator Full Power
02/26/01 0300 1157 100 Turbine/Generator Full Power
02/26/01 0400 1157 99.9 Turbine/Generator Full Power
02/26/01 0500 1158 100 Turbine/Generator Full Power
02/26/01 0600 1157 99.9 Turbine/Generator Full Power
02/26/01 0700 1157 100 Turbine/Generator Full Power
02/26/01 0800 1158 100 Turbine/Generator Full Power
02/26/01 0900 1157 100 Turbine/Generator Full Power
02/26/01 1000 1157 99.9 Turbine/Generator Full Power
02/26/01 1100 1158 100 Turbine/Generator Full Power
02/26/01 1200 1158 100 Turbine/Generator Full Power
02/26/01 1300 1159 100.1 Turbine/Generator Full Power
02/26/01 1400 1157 100 Turbine/Generator Full Power
02/26/01 1500 1157 100 Turbine/Generator Full Power
02/26/01 1600 1157 100 Turbine/Generator Full Power
02/26/01 1700 1158 100 Turbine/Generator Full Power
02/26/01 1800 1158 100 Turbine/Generator Full Power
02/26/01 1900 1158 100 Turbine/Generator Full Power
02/26/01 2000 1157 100 Turbine/Generator Full Power
02/26/01 2100 1157 100 Turbine/Generator Full Power
02/26/01 2200 1157 100 Turbine/Generator Full Power
02/26/01 2300 1157 99.9 Turbine/Generator Full Power
02/26/01 2400 1157 100 Turbine/Generator Full Power



02/27/01 0100 1157 100 Turbine/Generator Full Power
02/27/01 0200 1157 100 Turbine/Generator Full Power
02/27/01 0300 1157 100 Turbine/Generator Full Power
02/27/01 0400 1157 100 Turbine/Generator Full Power
02/27/01 0500 1158 100 Turbine/Generator Full Power
02/27/01 0600 1158 100 Turbine/Generator Full Power
02/27/01 0700 1157 100 Turbine/Generator Full Power
02/27/01 0800 1157 100 Turbine/Generator Full Power
02/27/01 0900 1158 100 Turbine/Generator Full Power
02/27/01 1000 1157 100 Turbine/Generator Full Power
02/27/01 1100 1157 100 Turbine/Generator Full Power
02/27/01 1200 1157 100 Turbine/Generator Full Power
02/27/01 1300 1157 100 Turbine/Generator Full Power
02/27/01 1400 1157 100 Turbine/Generator Full Power
02/27/01 1500 1157 100 Turbine/Generator Full Power
02/27/01 1600 1157 100 Turbine/Generator Full Power
02/27/01 1700 1158 100 Turbine/Generator Full Power
02/27/01 1800 1157 100 Turbine/Generator Full Power
02/27/01 1900 1157 100 Turbine/Generator Full Power
02/27/01 2000 1158 100 Turbine/Generator Full Power
02/27/01 2100 1158 100 Turbine/Generator Full Power
02/27/01 2200 1157 100 Turbine/Generator Full Power
02/27/01 2300 1157 100 Turbine/Generator Full Power
02/27/01 2400 1158 99.9 Turbine/Generator Full Power
02/28/01 0100 1158 100 Turbine/Generator Full Power
02/28/01 0200 1158 100 Turbine/Generator Full Power
02/28/01 0300 1158 100 Turbine/Generator Full Power
02/28/01 0400 1158 100 Turbine/Generator Full Power
02/28/01 0500 1158 100 Turbine/Generator Full Power
02/28/01 0600 1158 99.9 Turbine/Generator Full Power
02/28/01 0700 1157 100 Turbine/Generator Full Power
02/28/01 0800 1157 100 Turbine/Generator Full Power
02/28/01 0900 1157 100 Turbine/Generator Full Power
02/28/01 1000 1158 100 Turbine/Generator Full Power
02/28/01 1100 1157 100 Turbine/Generator Full Power
02/28/01 1200 1158 100 Turbine/Generator Full Power
02/28/01 1300 1157 100 Turbine/Generator Full Power
02/28/01 1400 1157 100 Turbine/Generator Full Power
02/28/01 1500 1157 100 Turbine/Generator Full Power
02/28/01 1600 1157 99.9 Turbine/Generator Full Power
02/28/01 1700 1157 100 Turbine/Generator Full Power
02/28/01 1800 1157 100 Turbine/Generator Full Power
02/28/01 1900 1158 100 Turbine/Generator Full Power
02/28/01 2000 1158 99.9 Turbine/Generator Full Power
02/28/01 2100 1158 100 Turbine/Generator Full Power
02/28/01 2200 1157 100 Turbine/Generator Full Power
02/28/01 2300 1157 99.9 Turbine/Generator Full Power
02/28/01 2400 1157 99.9 Turbine/Generator Full Power
03/01/01 0100 1158 100 Turbine/Generator Full Power
03/01/01 0200 1158 100 Turbine/Generator Full Power
03/01/01 0300 1158 100 Turbine/Generator Full Power
03/01/01 0400 1157 100 Turbine/Generator Full Power
03/01/01 0500 1159 100 Turbine/Generator Full Power



03/01/01 0600 1158 100 Turbine/Generator Full Power
03/01/01 0700 1158 100 Turbine/Generator Full Power
03/01/01 0800 1158 100 Turbine/Generator Full Power
03/01/01 0900 1157 100 Turbine/Generator Full Power
03/01/01 1000 1157 100 Turbine/Generator Full Power
03/01/01 1100 1157 100 Turbine/Generator Full Power
03/01/01 1200 1158 100 Turbine/Generator Full Power
03/01/01 1300 1157 100 Turbine/Generator Full Power
03/01/01 1400 1156 100 Turbine/Generator Full Power
03/01/01 1500 1157 100 Turbine/Generator Full Power
03/01/01 1600 1157 100 Turbine/Generator Full Power
03/01/01 1700 1158 100 Turbine/Generator Full Power
03/01/01 1800 1157 100 Turbine/Generator Full Power
03/01/01 1900 1157 100 Turbine/Generator Full Power
03/01/01 2000 1158 100 Turbine/Generator Full Power
03/01/01 2100 1157 100 Turbine/Generator Full Power
03/01/01 2200 1157 100 Turbine/Generator Full Power
03/01/01 2300 1157 100 Turbine/Generator Full Power
03/01/01 2400 1157 100 Turbine/Generator Full Power
03/02/01 0100 1156 100 Turbine/Generator Full Power
03/02/01 0200 1157 100 Turbine/Generator Full Power
03/02/01 0300 1157 100 Turbine/Generator Full Power
03/02/01 0400 1157 100 Turbine/Generator Full Power
03/02/01 0500 1157 100 Turbine/Generator Full Power
03/02/01 0600 1157 100 Turbine/Generator Full Power
03/02/01 0700 1157 100 Turbine/Generator Full Power
03/02/01 0800 1157 100 Turbine/Generator Full Power
03/02/01 0900 1158 100 Turbine/Generator Full Power
03/02/01 1000 1158 100 Turbine/Generator Full Power
03/02/01 1100 1157 100 Turbine/Generator Full Power
03/02/01 1200 1158 100 Turbine/Generator Full Power
03/02/01 1300 1158 100 Turbine/Generator Full Power
03/02/01 1400 1157 100 Turbine/Generator Full Power
03/02/01 1500 1157 100 Turbine/Generator Full Power
03/02/01 1600 1157 100 Turbine/Generator Full Power
03/02/01 1700 1157 100 Turbine/Generator Full Power
03/02/01 1800 1157 100 Turbine/Generator Full Power
03/02/01 1900 1158 99.9 Turbine/Generator Full Power
03/02/01 2000 1157 100 Turbine/Generator Full Power
03/02/01 2100 1157 100 Turbine/Generator Full Power
03/02/01 2200 1158 100 Turbine/Generator Full Power
03/02/01 2300 1158 100 Turbine/Generator Full Power
03/02/01 2400 1157 100 Turbine/Generator Full Power
03/03/01 0100 1157 99.9 Turbine/Generator Full Power
03/03/01 0200 1157 99.9 Turbine/Generator Full Power
03/03/01 0300 1158 100 Turbine/Generator Full Power
03/03/01 0400 1159 99.9 Turbine/Generator Full Power
03/03/01 0500 1158 100 Turbine/Generator Full Power
03/03/01 0600 1158 100.1 Turbine/Generator Full Power
03/03/01 0700 1157 100 Turbine/Generator Full Power
03/03/01 0800 1157 100 Turbine/Generator Full Power
03/03/01 0900 1157 100 Turbine/Generator Full Power
03/03/01 1000 1157 99.9 Turbine/Generator Full Power



03/03/01 1100 1156 99.9 Turbine/Generator Full Power
03/03/01 1200 1157 100 Turbine/Generator Full Power
03/03/01 1300 1157 100 Turbine/Generator Full Power
03/03/01 1400 1157 100 Turbine/Generator Full Power
03/03/01 1500 1156 100 Turbine/Generator Full Power
03/03/01 1600 1156 100 Turbine/Generator Full Power
03/03/01 1700 1157 100 Turbine/Generator Full Power
03/03/01 1800 1157 100 Turbine/Generator Full Power
03/03/01 1900 1157 99.9 Turbine/Generator Full Power
03/03/01 2000 1157 100 Turbine/Generator Full Power
03/03/01 2100 1157 100 Turbine/Generator Full Power
03/03/01 2200 1157 100 Turbine/Generator Full Power
03/03/01 2300 1157 99.9 Turbine/Generator Full Power
03/03/01 2400 1157 100 Turbine/Generator Full Power
03/04/01 0100 1158 100 Turbine/Generator Full Power
03/04/01 0200 1158 100 Turbine/Generator Full Power
03/04/01 0300 1158 99.9 Turbine/Generator Full Power
03/04/01 0400 1158 100 Turbine/Generator Full Power
03/04/01 0500 1158 100 Turbine/Generator Full Power
03/04/01 0600 1158 100 Turbine/Generator Full Power
03/04/01 0700 1158 99.9 Turbine/Generator Full Power
03/04/01 0800 1158 99.9 Turbine/Generator Full Power
03/04/01 0900 1158 100 Turbine/Generator Full Power
03/04/01 1000 1157 100 Turbine/Generator Full Power
03/04/01 1100 1158 100 Turbine/Generator Full Power
03/04/01 1200 1157 100 Turbine/Generator Full Power
03/04/01 1300 1157 100 Turbine/Generator Full Power
03/04/01 1400 1158 100 Turbine/Generator Full Power
03/04/01 1500 1158 100 Turbine/Generator Full Power
03/04/01 1600 1158 100 Turbine/Generator Full Power
03/04/01 1700 1158 100.1 Turbine/Generator Full Power
03/04/01 1800 1157 99.9 Turbine/Generator Full Power
03/04/01 1900 1157 99.9 Turbine/Generator Full Power
03/04/01 2000 1157 100 Turbine/Generator Full Power
03/04/01 2100 1157 100 Turbine/Generator Full Power
03/04/01 2200 1157 100 Turbine/Generator Full Power
03/04/01 2300 1157 100 Turbine/Generator Full Power
03/04/01 2400 1156 100 Turbine/Generator Full Power
03/05/01 0100 1158 100 Turbine/Generator Full Power
03/05/01 0200 1156 100 Turbine/Generator Full Power
03/05/01 0300 1157 100 Turbine/Generator Full Power
03/05/01 0400 1156 100 Turbine/Generator Full Power
03/05/01 0500 1157 100 Turbine/Generator Full Power
03/05/01 0600 1158 100 Turbine/Generator Full Power
03/05/01 0700 1156 100 Turbine/Generator Full Power
03/05/01 0800 1157 100 Turbine/Generator Full Power
03/05/01 0900 1157 99.9 Turbine/Generator Full Power
03/05/01 1000 1157 99.9 Turbine/Generator Full Power
03/05/01 1100 1157 100 Turbine/Generator Full Power
03/05/01 1200 1157 100 Turbine/Generator Full Power
03/05/01 1300 1157 100 Turbine/Generator Full Power
03/05/01 1400 1157 100 Turbine/Generator Full Power
03/05/01 1500 1157 100 Turbine/Generator Full Power



03/05/01 1600 1158 100 Turbine/Generator Full Power
03/05/01 1700 1156 100 Turbine/Generator Full Power
03/05/01 1800 1157 100 Turbine/Generator Full Power
03/05/01 1900 1157 100 Turbine/Generator Full Power
03/05/01 2000 1157 99.9 Turbine/Generator Full Power
03/05/01 2100 1157 100 Turbine/Generator Full Power
03/05/01 2200 1157 99.9 Turbine/Generator Full Power
03/05/01 2300 1157 100 Turbine/Generator Full Power
03/05/01 2400 1157 100 Turbine/Generator Full Power
03/06/01 0100 1157 100 Turbine/Generator Full Power
03/06/01 0200 1159 100 Turbine/Generator Full Power
03/06/01 0300 1158 99.8 Turbine/Generator Full Power
03/06/01 0400 1160 99.9 Turbine/Generator Full Power
03/06/01 0500 1160 100 Turbine/Generator Full Power
03/06/01 0600 1161 100 Turbine/Generator Full Power
03/06/01 0700 1160 99.9 Turbine/Generator Full Power
03/06/01 0800 1160 100 Turbine/Generator Full Power
03/06/01 0900 1160 100 Turbine/Generator Full Power
03/06/01 1000 1160 100 Turbine/Generator Full Power
03/06/01 1100 1159 100 Turbine/Generator Full Power
03/06/01 1200 1159 99.9 Turbine/Generator Full Power
03/06/01 1300 1159 99.9 Turbine/Generator Full Power
03/06/01 1400 1157 99.8 Turbine/Generator Full Power
03/06/01 1500 1157 99.8 Turbine/Generator Full Power
03/06/01 1600 1157 99.8 Turbine/Generator Full Power
03/06/01 1700 1159 99.9 Turbine/Generator Full Power
03/06/01 1800 1159 99.9 Turbine/Generator Full Power
03/06/01 1900 1159 99.9 Turbine/Generator Full Power
03/06/01 2000 1159 99.9 Turbine/Generator Full Power
03/06/01 2100 1160 100 Turbine/Generator Full Power
03/06/01 2200 1160 100 Turbine/Generator Full Power
03/06/01 2300 1160 100 Turbine/Generator Full Power
03/06/01 2400 1160 100 Turbine/Generator Full Power
03/07/01 0100 1160 100 Turbine/Generator Full Power
03/07/01 0200 1159 100 Turbine/Generator Full Power
03/07/01 0300 1160 100 Turbine/Generator Full Power
03/07/01 0400 1160 99.9 Turbine/Generator Full Power
03/07/01 0500 1160 100 Turbine/Generator Full Power
03/07/01 0600 1160 100 Turbine/Generator Full Power
03/07/01 0700 1160 100 Turbine/Generator Full Power
03/07/01 0800 1160 100 Turbine/Generator Full Power
03/07/01 0900 1160 100 Turbine/Generator Full Power
03/07/01 1000 1159 100 Turbine/Generator Full Power
03/07/01 1100 1157 100 Turbine/Generator Full Power
03/07/01 1200 1160 100 Turbine/Generator Full Power
03/07/01 1300 1160 99.9 Turbine/Generator Full Power
03/07/01 1400 1159 100 Turbine/Generator Full Power
03/07/01 1500 1158 100 Turbine/Generator Full Power
03/07/01 1600 1159 100 Turbine/Generator Full Power
03/07/01 1700 1159 100 Turbine/Generator Full Power
03/07/01 1800 1160 100 Turbine/Generator Full Power
03/07/01 1900 1160 99.9 Turbine/Generator Full Power
03/07/01 2000 1160 100 Turbine/Generator Full Power



03/07/01 2100 1160 100 Turbine/Generator Full Power
03/07/01 2200 1160 100 Turbine/Generator Full Power
03/07/01 2300 1159 99.9 Turbine/Generator Full Power
03/07/01 2400 1160 99.9 Turbine/Generator Full Power
03/08/01 0100 1160 100 Turbine/Generator Full Power
03/08/01 0200 1160 100 Turbine/Generator Full Power
03/08/01 0300 1160 99.9 Turbine/Generator Full Power
03/08/01 0400 1160 100 Turbine/Generator Full Power
03/08/01 0500 1160 100 Turbine/Generator Full Power
03/08/01 0600 1160 100 Turbine/Generator Full Power
03/08/01 0700 1161 100 Turbine/Generator Full Power
03/08/01 0800 1161 100 Turbine/Generator Full Power
03/08/01 0900 1161 99.9 Turbine/Generator Full Power
03/08/01 1000 1162 99.9 Turbine/Generator Full Power
03/08/01 1100 1155 99.9 Turbine/Generator Full Power
03/08/01 1200 1156 100 Turbine/Generator Full Power
03/08/01 1300 1155 99.8 STP I-2D Nuclear Power Range Incore/Excore Calibration
03/08/01 1400 1150 99.4 STP I-2D 
03/08/01 1500 1152 99.7 STP I-2D 
03/08/01 1600 1154 99.7 STP I-2D 
03/08/01 1700 1157 100 100% T/G & RX power
03/08/01 1800 1157 100 Turbine/Generator Full Power
03/08/01 1900 1157 100 Turbine/Generator Full Power
03/08/01 2000 1158 100 Turbine/Generator Full Power
03/08/01 2100 1157 100 Turbine/Generator Full Power
03/08/01 2200 1158 100 Turbine/Generator Full Power
03/08/01 2300 1158 100 Turbine/Generator Full Power
03/08/01 2400 1158 100 Turbine/Generator Full Power
03/09/01 0100 1157 100 Turbine/Generator Full Power
03/09/01 0200 1158 100 Turbine/Generator Full Power
03/09/01 0300 1158 100 Turbine/Generator Full Power
03/09/01 0400 1158 100 Turbine/Generator Full Power
03/09/01 0500 1158 100 Turbine/Generator Full Power
03/09/01 0600 1158 100 Turbine/Generator Full Power
03/09/01 0700 1158 100 Turbine/Generator Full Power
03/09/01 0800 1158 100 Turbine/Generator Full Power
03/09/01 0900 1159 100 Turbine/Generator Full Power
03/09/01 1000 1157 100 Turbine/Generator Full Power
03/09/01 1100 1156 99.9 Turbine/Generator Full Power
03/09/01 1200 1156 100 Turbine/Generator Full Power
03/09/01 1300 1158 100 Turbine/Generator Full Power
03/09/01 1400 1156 100 Turbine/Generator Full Power
03/09/01 1500 1156 99.9 Turbine/Generator Full Power
03/09/01 1600 1155 99.9 Turbine/Generator Full Power
03/09/01 1700 1155 99.9 Turbine/Generator Full Power
03/09/01 1800 1156 99.9 Turbine/Generator Full Power
03/09/01 1900 1157 99.9 Turbine/Generator Full Power
03/09/01 2000 1158 100 Turbine/Generator Full Power
03/09/01 2100 1158 100 Turbine/Generator Full Power
03/09/01 2200 1158 100 Turbine/Generator Full Power
03/09/01 2300 1158 100 Turbine/Generator Full Power
03/09/01 2400 1158 100 Turbine/Generator Full Power
03/10/01 0100 1158 100 Turbine/Generator Full Power



03/10/01 0200 1158 100 Turbine/Generator Full Power
03/10/01 0300 1159 100 Turbine/Generator Full Power
03/10/01 0400 1158 100 Turbine/Generator Full Power
03/10/01 0500 1158 100 Turbine/Generator Full Power
03/10/01 0600 1158 100 Turbine/Generator Full Power
03/10/01 0700 1158 100 Turbine/Generator Full Power
03/10/01 0800 1157 100 Turbine/Generator Full Power
03/10/01 0900 1157 100 Turbine/Generator Full Power
03/10/01 1000 1158 100 Turbine/Generator Full Power
03/10/01 1100 1157 100 Turbine/Generator Full Power
03/10/01 1200 1158 100 Turbine/Generator Full Power
03/10/01 1300 1157 99.9 Turbine/Generator Full Power
03/10/01 1400 1157 99.9 Turbine/Generator Full Power
03/10/01 1500 1157 99.9 Turbine/Generator Full Power
03/10/01 1600 1157 100 Turbine/Generator Full Power
03/10/01 1700 1157 100 Turbine/Generator Full Power
03/10/01 1800 1156 99.9 Turbine/Generator Full Power
03/10/01 1900 1157 100 Turbine/Generator Full Power
03/10/01 2000 1157 99.9 Turbine/Generator Full Power
03/10/01 2100 1156 99.9 Turbine/Generator Full Power
03/10/01 2200 1159 99.9 Turbine/Generator Full Power
03/10/01 2300 1157 99.9 Turbine/Generator Full Power
03/10/01 2400 1157 100 Turbine/Generator Full Power
03/11/01 0100 1156 100 Turbine/Generator Full Power
03/11/01 0200 1156 100 Turbine/Generator Full Power
03/11/01 0300 1156 100 Turbine/Generator Full Power
03/11/01 0400 1156 99.9 Turbine/Generator Full Power
03/11/01 0500 1156 99.9 Turbine/Generator Full Power
03/11/01 0600 1157 99.9 Turbine/Generator Full Power
03/11/01 0700 1157 100 Turbine/Generator Full Power
03/11/01 0800 1158 100 Turbine/Generator Full Power
03/11/01 0900 1157 100 Turbine/Generator Full Power
03/11/01 1000 1158 100 Turbine/Generator Full Power
03/11/01 1100 1157 100 Turbine/Generator Full Power
03/11/01 1200 1157 99.9 Turbine/Generator Full Power
03/11/01 1300 1157 100 Turbine/Generator Full Power
03/11/01 1400 1156 100 Turbine/Generator Full Power
03/11/01 1500 1156 100 Turbine/Generator Full Power
03/11/01 1600 1156 99.9 Turbine/Generator Full Power
03/11/01 1700 1157 100 Turbine/Generator Full Power
03/11/01 1800 1158 100 Turbine/Generator Full Power
03/11/01 1900 1158 100 Turbine/Generator Full Power
03/11/01 2000 1159 100 Turbine/Generator Full Power
03/11/01 2100 1158 100 Turbine/Generator Full Power
03/11/01 2200 1158 100 Turbine/Generator Full Power
03/11/01 2300 1158 100 Turbine/Generator Full Power
03/11/01 2400 1158 100 Turbine/Generator Full Power
03/12/01 0100 1158 100 Turbine/Generator Full Power
03/12/01 0200 1158 100 Turbine/Generator Full Power
03/12/01 0300 1158 100 Turbine/Generator Full Power
03/12/01 0400 1158 100 Turbine/Generator Full Power
03/12/01 0500 1158 100 Turbine/Generator Full Power
03/12/01 0600 1158 99.9 Turbine/Generator Full Power



03/12/01 0700 1158 99.9 Turbine/Generator Full Power
03/12/01 0800 1157 100 Turbine/Generator Full Power
03/12/01 0900 1157 100 Turbine/Generator Full Power
03/12/01 1000 1157 100 Turbine/Generator Full Power
03/12/01 1100 1157 100 Turbine/Generator Full Power
03/12/01 1200 1157 100 Turbine/Generator Full Power
03/12/01 1300 1157 100 Turbine/Generator Full Power
03/12/01 1400 1157 100 Turbine/Generator Full Power
03/12/01 1500 1156 100 Turbine/Generator Full Power
03/12/01 1600 1157 100 Turbine/Generator Full Power
03/12/01 1700 1156 100 Turbine/Generator Full Power
03/12/01 1800 1156 100 Turbine/Generator Full Power
03/12/01 1900 1157 100 Turbine/Generator Full Power
03/12/01 2000 1157 100 Turbine/Generator Full Power
03/12/01 2100 1157 100 Turbine/Generator Full Power
03/12/01 2200 1157 99.9 Turbine/Generator Full Power
03/12/01 2300 1157 100 Turbine/Generator Full Power
03/12/01 2400 1158 100 Turbine/Generator Full Power
03/13/01 0100 1157 100 Turbine/Generator Full Power
03/13/01 0200 1157 100 Turbine/Generator Full Power
03/13/01 0300 1157 100 Turbine/Generator Full Power
03/13/01 0400 1157 100 Turbine/Generator Full Power
03/13/01 0500 1157 100 Turbine/Generator Full Power
03/13/01 0600 1157 100 Turbine/Generator Full Power
03/13/01 0700 1157 100 Turbine/Generator Full Power
03/13/01 0800 1157 99.9 Turbine/Generator Full Power
03/13/01 0900 1158 100 Turbine/Generator Full Power
03/13/01 1000 1158 100 Turbine/Generator Full Power
03/13/01 1100 1158 100 Turbine/Generator Full Power
03/13/01 1200 1157 99.9 Turbine/Generator Full Power
03/13/01 1300 1157 100 Turbine/Generator Full Power
03/13/01 1400 1156 99.9 Turbine/Generator Full Power
03/13/01 1500 1156 100 Turbine/Generator Full Power
03/13/01 1600 1156 100 Turbine/Generator Full Power
03/13/01 1700 1156 100 Turbine/Generator Full Power
03/13/01 1800 1157 100 Turbine/Generator Full Power
03/13/01 1900 1157 99.9 Turbine/Generator Full Power
03/13/01 2000 1157 99.9 Turbine/Generator Full Power
03/13/01 2100 1157 100 Turbine/Generator Full Power
03/13/01 2200 1158 100 Turbine/Generator Full Power
03/13/01 2300 1157 100 Turbine/Generator Full Power
03/13/01 2400 1157 100 Turbine/Generator Full Power
03/14/01 0100 1157 100 Turbine/Generator Full Power
03/14/01 0200 1157 100 Turbine/Generator Full Power
03/14/01 0300 1157 100 Turbine/Generator Full Power
03/14/01 0400 1157 100 Turbine/Generator Full Power
03/14/01 0500 1158 100 Turbine/Generator Full Power
03/14/01 0600 1158 100 Turbine/Generator Full Power
03/14/01 0700 1158 100 Turbine/Generator Full Power
03/14/01 0800 1157 100 Turbine/Generator Full Power
03/14/01 0900 1158 100 Turbine/Generator Full Power
03/14/01 1000 1157 100 Turbine/Generator Full Power
03/14/01 1100 1158 100 Turbine/Generator Full Power



03/14/01 1200 1158 100 Turbine/Generator Full Power
03/14/01 1300 1158 100 Turbine/Generator Full Power
03/14/01 1400 1158 100 Turbine/Generator Full Power
03/14/01 1500 1157 99.9 Turbine/Generator Full Power
03/14/01 1600 1157 100 Turbine/Generator Full Power
03/14/01 1700 1158 100 Turbine/Generator Full Power
03/14/01 1800 1158 100 Turbine/Generator Full Power
03/14/01 1900 1158 100 Turbine/Generator Full Power
03/14/01 2000 1158 100 Turbine/Generator Full Power
03/14/01 2100 1158 100 Turbine/Generator Full Power
03/14/01 2200 1158 100 Turbine/Generator Full Power
03/14/01 2300 1158 100 Turbine/Generator Full Power
03/14/01 2400 1158 100 Turbine/Generator Full Power
03/15/01 0100 1158 100 Turbine/Generator Full Power
03/15/01 0200 1158 100 Turbine/Generator Full Power
03/15/01 0300 1158 100 Turbine/Generator Full Power
03/15/01 0400 1158 100 Turbine/Generator Full Power
03/15/01 0500 1158 100 Turbine/Generator Full Power
03/15/01 0600 1158 100 Turbine/Generator Full Power
03/15/01 0700 1158 100 Turbine/Generator Full Power
03/15/01 0800 1158 100 Turbine/Generator Full Power
03/15/01 0900 1158 100 Turbine/Generator Full Power
03/15/01 1000 1158 100 Turbine/Generator Full Power
03/15/01 1100 1158 100 Turbine/Generator Full Power
03/15/01 1200 1158 100 Turbine/Generator Full Power
03/15/01 1300 1158 100 Turbine/Generator Full Power
03/15/01 1400 1158 100 Turbine/Generator Full Power
03/15/01 1500 1158 100 Turbine/Generator Full Power
03/15/01 1600 1158 100 Turbine/Generator Full Power
03/15/01 1700 1158 100 Turbine/Generator Full Power
03/15/01 1800 1158 100 Turbine/Generator Full Power
03/15/01 1900 1158 100 Turbine/Generator Full Power
03/15/01 2000 1158 100 Turbine/Generator Full Power
03/15/01 2100 1158 100 Turbine/Generator Full Power
03/15/01 2200 1158 100 Turbine/Generator Full Power
03/15/01 2300 1157 100 Turbine/Generator Full Power
03/15/01 2400 1158 100 Turbine/Generator Full Power
03/16/01 0100 1157 100 Turbine/Generator Full Power
03/16/01 0200 1158 99.9 Turbine/Generator Full Power
03/16/01 0300 1158 100 Turbine/Generator Full Power
03/16/01 0400 1158 100 Turbine/Generator Full Power
03/16/01 0500 1158 100 Turbine/Generator Full Power
03/16/01 0600 1158 100 Turbine/Generator Full Power
03/16/01 0700 1159 100 Turbine/Generator Full Power
03/16/01 0800 1159 100 Turbine/Generator Full Power
03/16/01 0900 1158 100 Turbine/Generator Full Power
03/16/01 1000 1159 100 Turbine/Generator Full Power
03/16/01 1100 1159 100 Turbine/Generator Full Power
03/16/01 1200 1158 100 Turbine/Generator Full Power
03/16/01 1300 1160 100.1 Turbine/Generator Full Power
03/16/01 1400 1159 100 Turbine/Generator Full Power
03/16/01 1500 1159 100 Turbine/Generator Full Power
03/16/01 1600 1159 100 Turbine/Generator Full Power



03/16/01 1700 1159 100 Turbine/Generator Full Power
03/16/01 1800 1160 100 Turbine/Generator Full Power
03/16/01 1900 1158 99.9 Turbine/Generator Full Power
03/16/01 2000 1157 99.9 Turbine/Generator Full Power
03/16/01 2100 1156 99.9 Turbine/Generator Full Power
03/16/01 2200 1157 99.9 Turbine/Generator Full Power
03/16/01 2300 1156 99.9 Turbine/Generator Full Power
03/16/01 2400 1157 99.9 Turbine/Generator Full Power
03/17/01 0100 1157 99.9 Turbine/Generator Full Power
03/17/01 0200 1157 100 Turbine/Generator Full Power
03/17/01 0300 1157 100 Turbine/Generator Full Power
03/17/01 0400 1158 100 Turbine/Generator Full Power
03/17/01 0500 1158 100 Turbine/Generator Full Power
03/17/01 0600 1158 100 Turbine/Generator Full Power
03/17/01 0700 1159 100 Turbine/Generator Full Power
03/17/01 0800 1159 100 Turbine/Generator Full Power
03/17/01 0900 1159 100 Turbine/Generator Full Power
03/17/01 1000 1158 100 Turbine/Generator Full Power
03/17/01 1100 1159 100 Turbine/Generator Full Power
03/17/01 1200 1158 100 Turbine/Generator Full Power
03/17/01 1300 1159 100 Turbine/Generator Full Power
03/17/01 1400 1159 100 Turbine/Generator Full Power
03/17/01 1500 1159 100 Turbine/Generator Full Power
03/17/01 1600 1158 100 Turbine/Generator Full Power
03/17/01 1700 1158 100 Turbine/Generator Full Power
03/17/01 1800 1158 100 Turbine/Generator Full Power
03/17/01 1900 1159 100 Turbine/Generator Full Power
03/17/01 2000 1158 100 Turbine/Generator Full Power
03/17/01 2100 1158 100 Turbine/Generator Full Power
03/17/01 2200 1158 100 Turbine/Generator Full Power
03/17/01 2300 1157 99.9 Turbine/Generator Full Power
03/17/01 2400 1158 100 Turbine/Generator Full Power
03/18/01 0100 1158 100 Turbine/Generator Full Power
03/18/01 0200 1158 100 Turbine/Generator Full Power
03/18/01 0300 1158 99.9 Turbine/Generator Full Power
03/18/01 0400 1158 100 Turbine/Generator Full Power
03/18/01 0500 1158 100 Turbine/Generator Full Power
03/18/01 0600 1158 100 Turbine/Generator Full Power
03/18/01 0700 1158 100 Turbine/Generator Full Power
03/18/01 0800 1159 100 Turbine/Generator Full Power
03/18/01 0900 1159 100 Turbine/Generator Full Power
03/18/01 1000 1159 100 Turbine/Generator Full Power
03/18/01 1100 1158 100 Turbine/Generator Full Power
03/18/01 1200 1158 100 Turbine/Generator Full Power
03/18/01 1300 1159 100 Turbine/Generator Full Power
03/18/01 1400 1158 100 Turbine/Generator Full Power
03/18/01 1500 1158 100 Turbine/Generator Full Power
03/18/01 1600 1158 100 Turbine/Generator Full Power
03/18/01 1700 1159 100 Turbine/Generator Full Power
03/18/01 1800 1159 100 Turbine/Generator Full Power
03/18/01 1900 1159 100 Turbine/Generator Full Power
03/18/01 2000 1158 100 Turbine/Generator Full Power
03/18/01 2100 1158 100 Turbine/Generator Full Power



03/18/01 2200 1158 99.9 Turbine/Generator Full Power
03/18/01 2300 1158 100 Turbine/Generator Full Power
03/18/01 2400 1158 100 Turbine/Generator Full Power
03/19/01 0100 1158 99.9 Turbine/Generator Full Power
03/19/01 0200 1158 100 Turbine/Generator Full Power
03/19/01 0300 1158 100 Turbine/Generator Full Power
03/19/01 0400 1158 100 Turbine/Generator Full Power
03/19/01 0500 1157 100 Turbine/Generator Full Power
03/19/01 0600 1157 100 Turbine/Generator Full Power
03/19/01 0700 1158 100 Turbine/Generator Full Power
03/19/01 0800 1158 100 Turbine/Generator Full Power
03/19/01 0900 1157 100 Turbine/Generator Full Power
03/19/01 1000 1157 100 Turbine/Generator Full Power
03/19/01 1100 1157 100 Turbine/Generator Full Power
03/19/01 1200 1158 100 Turbine/Generator Full Power
03/19/01 1300 1157 100 Turbine/Generator Full Power
03/19/01 1400 1157 100 Turbine/Generator Full Power
03/19/01 1500 1158 100 Turbine/Generator Full Power
03/19/01 1600 1158 100 Turbine/Generator Full Power
03/19/01 1700 1158 100 Turbine/Generator Full Power
03/19/01 1800 1158 99.9 Turbine/Generator Full Power
03/19/01 1900 1157 100 Turbine/Generator Full Power
03/19/01 2000 1157 100 Turbine/Generator Full Power
03/19/01 2100 1158 100 Turbine/Generator Full Power
03/19/01 2200 1158 100 Turbine/Generator Full Power
03/19/01 2300 1158 100 Turbine/Generator Full Power
03/19/01 2400 1158 100 Turbine/Generator Full Power
03/20/01 0100 1158 100 Turbine/Generator Full Power
03/20/01 0200 1157 100 Turbine/Generator Full Power
03/20/01 0300 1157 100 Turbine/Generator Full Power
03/20/01 0400 1157 100 Turbine/Generator Full Power
03/20/01 0500 1157 100 Turbine/Generator Full Power
03/20/01 0600 1157 99.9 Turbine/Generator Full Power
03/20/01 0700 1158 100 Turbine/Generator Full Power
03/20/01 0800 1157 100 Turbine/Generator Full Power
03/20/01 0900 1157 100 Turbine/Generator Full Power
03/20/01 1000 1157 100 Turbine/Generator Full Power
03/20/01 1100 1157 100 Turbine/Generator Full Power
03/20/01 1200 1156 100 Turbine/Generator Full Power
03/20/01 1300 1156 100 Turbine/Generator Full Power
03/20/01 1400 1156 100 Turbine/Generator Full Power
03/20/01 1500 1157 100 Turbine/Generator Full Power
03/20/01 1600 1157 100 Turbine/Generator Full Power
03/20/01 1700 1157 100 Turbine/Generator Full Power
03/20/01 1800 1158 100 Turbine/Generator Full Power
03/20/01 1900 1158 100 Turbine/Generator Full Power
03/20/01 2000 1158 100 Turbine/Generator Full Power
03/20/01 2100 1158 100 Turbine/Generator Full Power
03/20/01 2200 1158 100 Turbine/Generator Full Power
03/20/01 2300 1157 100 Turbine/Generator Full Power
03/20/01 2400 1157 100 Turbine/Generator Full Power
03/21/01 0100 1157 100 Turbine/Generator Full Power
03/21/01 0200 1157 100 Turbine/Generator Full Power



03/21/01 0300 1157 100 Turbine/Generator Full Power
03/21/01 0400 1158 100 Turbine/Generator Full Power
03/21/01 0500 1158 99.9 Turbine/Generator Full Power
03/21/01 0600 1158 100 Turbine/Generator Full Power
03/21/01 0700 1158 100 Turbine/Generator Full Power
03/21/01 0800 1157 100 Turbine/Generator Full Power
03/21/01 0900 1157 100 Turbine/Generator Full Power
03/21/01 1000 1157 99.9 Turbine/Generator Full Power
03/21/01 1100 1156 100 Turbine/Generator Full Power
03/21/01 1200 1156 100 Turbine/Generator Full Power
03/21/01 1300 1156 100 Turbine/Generator Full Power
03/21/01 1400 1157 100 Turbine/Generator Full Power
03/21/01 1500 1157 100 Turbine/Generator Full Power
03/21/01 1600 1157 100 Turbine/Generator Full Power
03/21/01 1700 1157 100 Turbine/Generator Full Power
03/21/01 1800 1158 100 Turbine/Generator Full Power
03/21/01 1900 1157 99.9 Turbine/Generator Full Power
03/21/01 2000 1158 99.9 Turbine/Generator Full Power
03/21/01 2100 1158 99.9 Turbine/Generator Full Power
03/21/01 2200 1157 99.9 Turbine/Generator Full Power
03/21/01 2300 1157 99.9 Turbine/Generator Full Power
03/21/01 2400 1157 99.9 Turbine/Generator Full Power
03/22/01 0100 1157 100 Turbine/Generator Full Power
03/22/01 0200 1157 100 Turbine/Generator Full Power
03/22/01 0300 1157 100 Turbine/Generator Full Power
03/22/01 0400 1158 100 Turbine/Generator Full Power
03/22/01 0500 1157 100 Turbine/Generator Full Power
03/22/01 0600 1158 100 Turbine/Generator Full Power
03/22/01 0700 1157 100 Turbine/Generator Full Power
03/22/01 0800 1158 100 Turbine/Generator Full Power
03/22/01 0900 1157 100 Turbine/Generator Full Power
03/22/01 1000 1157 100 Turbine/Generator Full Power
03/22/01 1100 1158 100 Turbine/Generator Full Power
03/22/01 1200 1157 100 Turbine/Generator Full Power
03/22/01 1300 1157 100 Turbine/Generator Full Power
03/22/01 1400 1157 100 Turbine/Generator Full Power
03/22/01 1500 1157 100 Turbine/Generator Full Power
03/22/01 1600 1157 100 Turbine/Generator Full Power
03/22/01 1700 1158 100 Turbine/Generator Full Power
03/22/01 1800 1157 100 Turbine/Generator Full Power
03/22/01 1900 1157 100 Turbine/Generator Full Power
03/22/01 2000 1157 100 Turbine/Generator Full Power
03/22/01 2100 1158 100 Turbine/Generator Full Power
03/22/01 2200 1158 100 Turbine/Generator Full Power
03/22/01 2300 1158 100 Turbine/Generator Full Power
03/22/01 2400 1158 100 Turbine/Generator Full Power
03/23/01 0100 1157 100 Turbine/Generator Full Power
03/23/01 0200 1158 100 Turbine/Generator Full Power
03/23/01 0300 1156 100 Turbine/Generator Full Power
03/23/01 0400 1157 100 Turbine/Generator Full Power
03/23/01 0500 1157 99.9 Turbine/Generator Full Power
03/23/01 0600 1158 100 Turbine/Generator Full Power
03/23/01 0700 1158 100 Turbine/Generator Full Power



03/23/01 0800 1158 100 Turbine/Generator Full Power
03/23/01 0900 1158 100 Turbine/Generator Full Power
03/23/01 1000 1159 99.9 Turbine/Generator Full Power
03/23/01 1100 1158 100 Turbine/Generator Full Power
03/23/01 1200 1157 100 Turbine/Generator Full Power
03/23/01 1300 1157 100 Turbine/Generator Full Power
03/23/01 1400 1157 100 Turbine/Generator Full Power
03/23/01 1500 1157 100 Turbine/Generator Full Power
03/23/01 1600 1157 100 Turbine/Generator Full Power
03/23/01 1700 1157 100 Turbine/Generator Full Power
03/23/01 1800 1157 100 Turbine/Generator Full Power
03/23/01 1900 1157 99.9 Turbine/Generator Full Power
03/23/01 2000 1158 100 Turbine/Generator Full Power
03/23/01 2100 1158 99.9 Turbine/Generator Full Power
03/23/01 2200 1159 99.9 Turbine/Generator Full Power
03/23/01 2300 1158 99.9 Turbine/Generator Full Power
03/23/01 2400 1158 100 Turbine/Generator Full Power
03/24/01 0100 1157 100 Turbine/Generator Full Power
03/24/01 0200 1158 100 Turbine/Generator Full Power
03/24/01 0300 1157 100 Turbine/Generator Full Power
03/24/01 0400 1156 99.9 Turbine/Generator Full Power
03/24/01 0500 1158 100 Turbine/Generator Full Power
03/24/01 0600 1156 100 Turbine/Generator Full Power
03/24/01 0700 1158 100 Turbine/Generator Full Power
03/24/01 0800 1158 100 Turbine/Generator Full Power
03/24/01 0900 1158 100 Turbine/Generator Full Power
03/24/01 1000 1158 100 Turbine/Generator Full Power
03/24/01 1100 1158 100 Turbine/Generator Full Power
03/24/01 1200 1157 100 Turbine/Generator Full Power
03/24/01 1300 1157 100 Turbine/Generator Full Power
03/24/01 1400 1157 100 Turbine/Generator Full Power
03/24/01 1500 1157 100 Turbine/Generator Full Power
03/24/01 1600 1157 100 Turbine/Generator Full Power
03/24/01 1700 1157 100 Turbine/Generator Full Power
03/24/01 1800 1157 100 Turbine/Generator Full Power
03/24/01 1900 1157 100 Turbine/Generator Full Power
03/24/01 2000 1158 100 Turbine/Generator Full Power
03/24/01 2100 1158 99.9 Turbine/Generator Full Power
03/24/01 2200 1157 100 Turbine/Generator Full Power
03/24/01 2300 1158 100 Turbine/Generator Full Power
03/24/01 2400 1157 100 Turbine/Generator Full Power
03/25/01 0100 1157 100 Turbine/Generator Full Power
03/25/01 0200 1156 100 Turbine/Generator Full Power
03/25/01 0300 1156 100 Turbine/Generator Full Power
03/25/01 0400 1157 99.9 Turbine/Generator Full Power
03/25/01 0500 1157 99.9 Turbine/Generator Full Power
03/25/01 0600 1157 100 Turbine/Generator Full Power
03/25/01 0700 1156 100 Turbine/Generator Full Power
03/25/01 0800 1157 99.9 Turbine/Generator Full Power
03/25/01 0900 1157 99.9 Turbine/Generator Full Power
03/25/01 1000 1157 100 Turbine/Generator Full Power
03/25/01 1100 1157 100 Turbine/Generator Full Power
03/25/01 1200 1157 100 Turbine/Generator Full Power



03/25/01 1300 1157 100 Turbine/Generator Full Power
03/25/01 1400 1157 99.9 Turbine/Generator Full Power
03/25/01 1500 1157 99.9 Turbine/Generator Full Power
03/25/01 1600 1156 99.9 Turbine/Generator Full Power
03/25/01 1700 1157 100 Turbine/Generator Full Power
03/25/01 1800 1157 99.9 Turbine/Generator Full Power
03/25/01 1900 1157 99.9 Turbine/Generator Full Power
03/25/01 2000 1158 100 Turbine/Generator Full Power
03/25/01 2100 1157 99.9 Turbine/Generator Full Power
03/25/01 2200 1156 99.9 Turbine/Generator Full Power
03/25/01 2300 1157 99.9 Turbine/Generator Full Power
03/25/01 2400 1158 100 Turbine/Generator Full Power
03/26/01 0100 1156 99.9 Turbine/Generator Full Power
03/26/01 0200 1157 100 Turbine/Generator Full Power
03/26/01 0300 1157 100 Turbine/Generator Full Power
03/26/01 0400 1156 100 Turbine/Generator Full Power
03/26/01 0500 1157 99.9 Turbine/Generator Full Power
03/26/01 0600 1157 100 Turbine/Generator Full Power
03/26/01 0700 1157 100 Turbine/Generator Full Power
03/26/01 0800 1157 100 Turbine/Generator Full Power
03/26/01 0900 1158 100 Turbine/Generator Full Power
03/26/01 1000 1158 100 Turbine/Generator Full Power
03/26/01 1100 1157 100 Turbine/Generator Full Power
03/26/01 1200 1157 100 Turbine/Generator Full Power
03/26/01 1300 1156 99.9 Turbine/Generator Full Power
03/26/01 1400 1156 99.9 Turbine/Generator Full Power
03/26/01 1500 1158 100 Turbine/Generator Full Power
03/26/01 1600 1156 100 Turbine/Generator Full Power
03/26/01 1700 1157 100 Turbine/Generator Full Power
03/26/01 1800 1157 100 Turbine/Generator Full Power
03/26/01 1900 1157 100 Turbine/Generator Full Power
03/26/01 2000 1156 100 Turbine/Generator Full Power
03/26/01 2100 1157 100 Turbine/Generator Full Power
03/26/01 2200 1157 100 Turbine/Generator Full Power
03/26/01 2300 1157 100 Turbine/Generator Full Power
03/26/01 2400 1158 100 Turbine/Generator Full Power
03/27/01 0100 1158 100 Turbine/Generator Full Power
03/27/01 0200 1158 100 Turbine/Generator Full Power
03/27/01 0300 1157 100 Turbine/Generator Full Power
03/27/01 0400 1158 100 Turbine/Generator Full Power
03/27/01 0500 1157 99.9 Turbine/Generator Full Power
03/27/01 0600 1158 100 Turbine/Generator Full Power
03/27/01 0700 1157 100 Turbine/Generator Full Power
03/27/01 0800 1157 100 Turbine/Generator Full Power
03/27/01 0900 1158 100 Turbine/Generator Full Power
03/27/01 1000 1158 100 Turbine/Generator Full Power
03/27/01 1100 1157 100 Turbine/Generator Full Power
03/27/01 1200 1156 100 Turbine/Generator Full Power
03/27/01 1300 1157 100 Turbine/Generator Full Power
03/27/01 1400 1158 100 Turbine/Generator Full Power
03/27/01 1500 1155 99.9 Turbine/Generator Full Power
03/27/01 1600 1157 99.9 Turbine/Generator Full Power
03/27/01 1700 1157 99.9 Turbine/Generator Full Power



03/27/01 1800 1157 99.9 Turbine/Generator Full Power
03/27/01 1900 1158 100 Turbine/Generator Full Power
03/27/01 2000 1159 100 Turbine/Generator Full Power
03/27/01 2100 1159 100 Turbine/Generator Full Power
03/27/01 2200 1159 100 Turbine/Generator Full Power
03/27/01 2300 1158 100 Turbine/Generator Full Power
03/27/01 2400 1157 100 Turbine/Generator Full Power
03/28/01 0100 1158 100 Turbine/Generator Full Power
03/28/01 0200 1158 100 Turbine/Generator Full Power
03/28/01 0300 1158 100 Turbine/Generator Full Power
03/28/01 0400 1158 99.9 Turbine/Generator Full Power
03/28/01 0500 1158 99.9 Turbine/Generator Full Power
03/28/01 0600 1158 100 Turbine/Generator Full Power
03/28/01 0700 1158 100 Turbine/Generator Full Power
03/28/01 0800 1159 100 Turbine/Generator Full Power
03/28/01 0900 1158 100 Turbine/Generator Full Power
03/28/01 1000 1162 100 Turbine/Generator Full Power
03/28/01 1100 1161 100 Turbine/Generator Full Power
03/28/01 1200 1161 100 Turbine/Generator Full Power
03/28/01 1300 1160 99.9 Turbine/Generator Full Power
03/28/01 1400 1160 99.9 Turbine/Generator Full Power
03/28/01 1500 1160 100 Turbine/Generator Full Power
03/28/01 1600 1157 100 Turbine/Generator Full Power
03/28/01 1700 1158 99.9 Turbine/Generator Full Power
03/28/01 1800 1158 100 Turbine/Generator Full Power
03/28/01 1900 1157 100 Turbine/Generator Full Power
03/28/01 2000 1157 100 Turbine/Generator Full Power
03/28/01 2100 1158 99.9 Turbine/Generator Full Power
03/28/01 2200 1158 100.1 Turbine/Generator Full Power
03/28/01 2300 1158 100 Turbine/Generator Full Power
03/28/01 2400 1158 100 Turbine/Generator Full Power
03/29/01 0100 1158 100 Turbine/Generator Full Power
03/29/01 0200 1159 100 Turbine/Generator Full Power
03/29/01 0300 1158 100 Turbine/Generator Full Power
03/29/01 0400 1158 99.9 Turbine/Generator Full Power
03/29/01 0500 1157 100 Turbine/Generator Full Power
03/29/01 0600 1157 100 Turbine/Generator Full Power
03/29/01 0700 1158 100 Turbine/Generator Full Power
03/29/01 0800 1156 99.9 Turbine/Generator Full Power
03/29/01 0900 1158 99.9 Turbine/Generator Full Power
03/29/01 1000 1158 99.9 Turbine/Generator Full Power
03/29/01 1100 1158 100 Turbine/Generator Full Power
03/29/01 1200 1159 100 Turbine/Generator Full Power
03/29/01 1300 1158 100 Turbine/Generator Full Power
03/29/01 1400 1158 100 Turbine/Generator Full Power
03/29/01 1500 1158 100 Turbine/Generator Full Power
03/29/01 1600 1158 100 Turbine/Generator Full Power
03/29/01 1700 1160 100 Turbine/Generator Full Power
03/29/01 1800 1158 100 Turbine/Generator Full Power
03/29/01 1900 1158 100 Turbine/Generator Full Power
03/29/01 2000 1158 100 Turbine/Generator Full Power
03/29/01 2100 1159 100 Turbine/Generator Full Power
03/29/01 2200 1159 100 Turbine/Generator Full Power



03/29/01 2300 1159 100 Turbine/Generator Full Power
03/29/01 2400 1159 100 Turbine/Generator Full Power
03/30/01 0100 1159 100 Turbine/Generator Full Power
03/30/01 0200 1159 100 Turbine/Generator Full Power
03/30/01 0300 1159 100 Turbine/Generator Full Power
03/30/01 0400 1159 100 Turbine/Generator Full Power
03/30/01 0500 1159 100 Turbine/Generator Full Power
03/30/01 0600 1159 100 Turbine/Generator Full Power
03/30/01 0700 1159 100 Turbine/Generator Full Power
03/30/01 0800 1158 100 Turbine/Generator Full Power
03/30/01 0900 1156 100 Turbine/Generator Full Power
03/30/01 1000 1158 100 Turbine/Generator Full Power
03/30/01 1100 1157 100 Turbine/Generator Full Power
03/30/01 1200 1157 99.9 Turbine/Generator Full Power
03/30/01 1300 1157 99.9 Turbine/Generator Full Power
03/30/01 1400 1158 99.9 Turbine/Generator Full Power
03/30/01 1500 1158 99.9 Turbine/Generator Full Power
03/30/01 1600 1157 100 Turbine/Generator Full Power
03/30/01 1700 1158 99.9 Turbine/Generator Full Power
03/30/01 1800 1159 100 Turbine/Generator Full Power
03/30/01 1900 1159 99.9 Turbine/Generator Full Power
03/30/01 2000 1158 100 Turbine/Generator Full Power
03/30/01 2100 1159 100 Turbine/Generator Full Power
03/30/01 2200 1158 100 Turbine/Generator Full Power
03/30/01 2300 1158 100 Turbine/Generator Full Power
03/30/01 2400 1158 100 Turbine/Generator Full Power
03/31/01 0100 1161 99.9 Turbine/Generator Full Power
03/31/01 0200 1160 100 Turbine/Generator Full Power
03/31/01 0300 1160 100 Turbine/Generator Full Power
03/31/01 0400 1160 99.9 Turbine/Generator Full Power
03/31/01 0500 1160 99.9 Turbine/Generator Full Power
03/31/01 0600 1161 99.9 Turbine/Generator Full Power
03/31/01 0700 1159 100 Turbine/Generator Full Power
03/31/01 0800 1158 100 Turbine/Generator Full Power
03/31/01 0900 1156 99.9 Turbine/Generator Full Power
03/31/01 1000 1157 99.9 Turbine/Generator Full Power
03/31/01 1100 1155 99.9 Turbine/Generator Full Power
03/31/01 1200 1155 100 Turbine/Generator Full Power
03/31/01 1300 1157 99.9 Turbine/Generator Full Power
03/31/01 1400 1158 99.9 Turbine/Generator Full Power
03/31/01 1500 1158 99.9 Turbine/Generator Full Power
03/31/01 1600 1156 99.9 Turbine/Generator Full Power
03/31/01 1700 1157 100 Turbine/Generator Full Power
03/31/01 1800 1156 99.9 Turbine/Generator Full Power
03/31/01 1900 1159 99.9 Turbine/Generator Full Power
03/31/01 2000 1157 99.9 Turbine/Generator Full Power
03/31/01 2100 1157 99.9 Turbine/Generator Full Power
03/31/01 2200 1157 100 Turbine/Generator Full Power
03/31/01 2300 1157 100 Turbine/Generator Full Power
03/31/01 2400 1157 100 Turbine/Generator Full Power
04/01/01 0100 1157 99.9 Turbine/Generator Full Power
04/01/01 0300 1157 100 Turbine/Generator Full Power
04/01/01 0400 1156 99.9 Turbine/Generator Full Power



04/01/01 0500 1157 99.9 Turbine/Generator Full Power
04/01/01 0600 1157 100 Turbine/Generator Full Power
04/01/01 0700 1158 100 Turbine/Generator Full Power
04/01/01 0800 1156 99.9 Turbine/Generator Full Power
04/01/01 0900 1157 100 Turbine/Generator Full Power
04/01/01 1000 1157 100 Turbine/Generator Full Power
04/01/01 1100 1156 100 Turbine/Generator Full Power
04/01/01 1200 1157 99.9 Turbine/Generator Full Power
04/01/01 1300 1156 99.9 Turbine/Generator Full Power
04/01/01 1400 1155 99.9 Turbine/Generator Full Power
04/01/01 1500 1156 100 Turbine/Generator Full Power
04/01/01 1600 1157 99.9 Turbine/Generator Full Power
04/01/01 1700 1158 99.9 Turbine/Generator Full Power
04/01/01 1800 1158 99.9 Turbine/Generator Full Power
04/01/01 1900 1156 99.9 Turbine/Generator Full Power
04/01/01 2000 1158 100 Turbine/Generator Full Power
04/01/01 2100 1158 99.9 Turbine/Generator Full Power
04/01/01 2200 1156 100 Turbine/Generator Full Power
04/01/01 2300 1157 100 Turbine/Generator Full Power
04/01/01 2400 1156 99.9 Turbine/Generator Full Power
04/02/01 0100 1157 99.9 Turbine/Generator Full Power
04/02/01 0200 1157 99.9 Turbine/Generator Full Power
04/02/01 0300 1157 99.9 Turbine/Generator Full Power
04/02/01 0400 1158 99.9 Turbine/Generator Full Power
04/02/01 0500 1157 100 Turbine/Generator Full Power
04/02/01 0600 1158 99.9 Turbine/Generator Full Power
04/02/01 0700 1157 99.9 Turbine/Generator Full Power
04/02/01 0800 1158 99.9 Turbine/Generator Full Power
04/02/01 0900 1157 99.9 Turbine/Generator Full Power
04/02/01 1000 1157 99.9 Turbine/Generator Full Power
04/02/01 1100 1157 100 Turbine/Generator Full Power
04/02/01 1200 1155 100 Turbine/Generator Full Power
04/02/01 1300 1156 100 Turbine/Generator Full Power
04/02/01 1400 1156 100 Turbine/Generator Full Power
04/02/01 1500 1156 100 Turbine/Generator Full Power
04/02/01 1600 1156 100 Turbine/Generator Full Power
04/02/01 1700 1156 100 Turbine/Generator Full Power
04/02/01 1800 1157 99.9 Turbine/Generator Full Power
04/02/01 1900 1156 100 Turbine/Generator Full Power
04/02/01 2000 1156 100 Turbine/Generator Full Power
04/02/01 2100 1157 99.9 Turbine/Generator Full Power
04/02/01 2200 1155 100 Turbine/Generator Full Power
04/02/01 2300 1157 100 Turbine/Generator Full Power
04/02/01 2400 1158 100 Turbine/Generator Full Power
04/03/01 0100 1157 99.9 Turbine/Generator Full Power
04/03/01 0200 1157 100 Turbine/Generator Full Power
04/03/01 0300 1156 100 Turbine/Generator Full Power
04/03/01 0400 1158 99.9 Turbine/Generator Full Power
04/03/01 0500 1157 100 Turbine/Generator Full Power
04/03/01 0600 1158 99.9 Turbine/Generator Full Power
04/03/01 0700 1158 99.9 Turbine/Generator Full Power
04/03/01 0800 1157 99.9 Turbine/Generator Full Power
04/03/01 0900 1157 100 Turbine/Generator Full Power



04/03/01 1000 1157 99.9 Turbine/Generator Full Power
04/03/01 1100 1157 100 Turbine/Generator Full Power
04/03/01 1200 1157 99.9 Turbine/Generator Full Power
04/03/01 1300 1156 100 Turbine/Generator Full Power
04/03/01 1400 1156 99.9 Turbine/Generator Full Power
04/03/01 1500 1156 100 Turbine/Generator Full Power
04/03/01 1600 1156 99.9 Turbine/Generator Full Power
04/03/01 1700 1156 100 Turbine/Generator Full Power
04/03/01 1800 1156 99.9 Turbine/Generator Full Power
04/03/01 1900 1156 100 Turbine/Generator Full Power
04/03/01 2000 1158 100 Turbine/Generator Full Power
04/03/01 2100 1159 99.9 Turbine/Generator Full Power
04/03/01 2200 1158 99.9 Turbine/Generator Full Power
04/03/01 2300 1158 100 Turbine/Generator Full Power
04/03/01 2400 1158 100 Turbine/Generator Full Power
04/04/01 0100 1157 99.9 Turbine/Generator Full Power
04/04/01 0200 1158 100 Turbine/Generator Full Power
04/04/01 0300 1158 100 Turbine/Generator Full Power
04/04/01 0400 1157 100 Turbine/Generator Full Power
04/04/01 0500 1159 100 Turbine/Generator Full Power
04/04/01 0600 1158 100 Turbine/Generator Full Power
04/04/01 0700 1158 100 Turbine/Generator Full Power
04/04/01 0800 1158 100 Turbine/Generator Full Power
04/04/01 0900 1157 99.9 Turbine/Generator Full Power
04/04/01 1000 1158 100 Turbine/Generator Full Power
04/04/01 1100 1158 100 Turbine/Generator Full Power
04/04/01 1200 1158 100 Turbine/Generator Full Power
04/04/01 1300 1159 99.9 Turbine/Generator Full Power
04/04/01 1400 1158 100 Turbine/Generator Full Power
04/04/01 1500 1158 100 Turbine/Generator Full Power
04/04/01 1600 1158 99.9 Turbine/Generator Full Power
04/04/01 1700 1158 100 Turbine/Generator Full Power
04/04/01 1800 1157 100 Turbine/Generator Full Power
04/04/01 1900 1158 100 Turbine/Generator Full Power
04/04/01 2000 1157 100 Turbine/Generator Full Power
04/04/01 2100 1156 99.9 Turbine/Generator Full Power
04/04/01 2200 1159 100 Turbine/Generator Full Power
04/04/01 2300 1158 100 Turbine/Generator Full Power
04/04/01 2400 1158 100 Turbine/Generator Full Power
04/05/01 0100 1157 100 Turbine/Generator Full Power
04/05/01 0200 1158 100 Turbine/Generator Full Power
04/05/01 0300 1157 100 Turbine/Generator Full Power
04/05/01 0400 1158 99.9 Turbine/Generator Full Power
04/05/01 0500 1152 99.5 ???
04/05/01 0600 1149 99.2 ???
04/05/01 0700 1151 99.4 ???
04/05/01 0800 1154 99.7 ???
04/05/01 0900 1158 100 Turbine/Generator Full Power
04/05/01 1000 1159 100.1 Turbine/Generator Full Power
04/05/01 1100 1159 100.1 Turbine/Generator Full Power
04/05/01 1200 1159 100.1 Turbine/Generator Full Power
04/05/01 1300 1158 100.1 Turbine/Generator Full Power
04/05/01 1400 1158 100 Turbine/Generator Full Power



04/05/01 1500 1158 99.9 Turbine/Generator Full Power
04/05/01 1600 1158 100 Turbine/Generator Full Power
04/05/01 1700 1158 100 Turbine/Generator Full Power
04/05/01 1800 1158 100 Turbine/Generator Full Power
04/05/01 1900 1159 100 Turbine/Generator Full Power
04/05/01 2000 1158 100 Turbine/Generator Full Power
04/05/01 2100 1158 100 Turbine/Generator Full Power
04/05/01 2200 1156 100 Turbine/Generator Full Power
04/05/01 2300 1156 100 Turbine/Generator Full Power
04/05/01 2400 1157 100 Turbine/Generator Full Power
04/06/01 0100 1157 99.9 Turbine/Generator Full Power
04/06/01 0200 1158 100.1 Turbine/Generator Full Power
04/06/01 0300 1158 99.9 Turbine/Generator Full Power
04/06/01 0400 1157 99.9 Turbine/Generator Full Power
04/06/01 0500 1157 99.9 Turbine/Generator Full Power
04/06/01 0600 1157 99.9 Turbine/Generator Full Power
04/06/01 0700 1158 100 Turbine/Generator Full Power
04/06/01 0800 1158 99.9 Turbine/Generator Full Power
04/06/01 0900 1158 100 Turbine/Generator Full Power
04/06/01 1000 1158 100 Turbine/Generator Full Power
04/06/01 1100 1158 100 Turbine/Generator Full Power
04/06/01 1200 1158 100 Turbine/Generator Full Power
04/06/01 1300 1158 99.9 Turbine/Generator Full Power
04/06/01 1400 1159 100 Turbine/Generator Full Power
04/06/01 1500 1156 100 Turbine/Generator Full Power
04/06/01 1600 1158 100 Turbine/Generator Full Power
04/06/01 1700 1158 100 Turbine/Generator Full Power
04/06/01 1800 1157 100 Turbine/Generator Full Power
04/06/01 1900 1157 99.9 Turbine/Generator Full Power
04/06/01 2000 1156 99.8 Turbine/Generator Full Power
04/06/01 2100 1157 99.8 Turbine/Generator Full Power
04/06/01 2200 1157 99.9 Turbine/Generator Full Power
04/06/01 2300 1157 100 Turbine/Generator Full Power
04/06/01 2400 1157 100 Turbine/Generator Full Power
04/07/01 0100 1157 100 Turbine/Generator Full Power
04/07/01 0200 1157 100 Turbine/Generator Full Power
04/07/01 0300 1157 100 Turbine/Generator Full Power
04/07/01 0400 1157 100 Turbine/Generator Full Power
04/07/01 0500 1158 100 Turbine/Generator Full Power
04/07/01 0600 1158 100 Turbine/Generator Full Power
04/07/01 0700 1158 100 Turbine/Generator Full Power
04/07/01 0800 1158 100 Turbine/Generator Full Power
04/07/01 0900 1158 100 Turbine/Generator Full Power
04/07/01 1000 1158 100 Tests performed:
04/07/01 1100 970 83  PMT 03.11 MFWP Turbine Ctrl Sys Stability Test
04/07/01 1200 962 82.7  STP M-21C Quarterly Main Turbine Control Valve Test
04/07/01 1300 962 83.2  Lube Oil Heat Exchanger on MFWP 1-2 was swapped.
04/07/01 1400 962 84.4 Testing.
04/07/01 1500 896 78.5 Testing.
04/07/01 1600 945 82.7 Testing.
04/07/01 1700 1115 95.7 Testing.
04/07/01 1800 1113 95.7 Testing.
04/07/01 1900 1122 96.9 Testing.



04/07/01 2000 1121 97 Testing.
04/07/01 2100 1119 96.2 Testing.
04/07/01 2200 1130 97.5 Testing.
04/07/01 2300 1149 99.7 Testing.
04/07/01 2400 1155 99.8 100% RX and T/G
04/08/01 0100 1155 99.8 Turbine/Generator Full Power
04/08/01 0200 1155 99.8 Turbine/Generator Full Power
04/08/01 0300 1155 99.8 Turbine/Generator Full Power
04/08/01 0400 1158 100 Turbine/Generator Full Power
04/08/01 0500 1155 99.8 Turbine/Generator Full Power
04/08/01 0600 1156 99.9 Turbine/Generator Full Power
04/08/01 0700 1158 100.1 Turbine/Generator Full Power
04/08/01 0800 1157 100 Turbine/Generator Full Power
04/08/01 0900 1157 100 Turbine/Generator Full Power
04/08/01 1000 1157 100 Turbine/Generator Full Power
04/08/01 1100 1157 99.9 Turbine/Generator Full Power
04/08/01 1200 1157 100 Turbine/Generator Full Power
04/08/01 1300 1156 100 Turbine/Generator Full Power
04/08/01 1400 1156 100 Turbine/Generator Full Power
04/08/01 1500 1157 100 Turbine/Generator Full Power
04/08/01 1600 1157 100 Turbine/Generator Full Power
04/08/01 1700 1157 100 Turbine/Generator Full Power
04/08/01 1800 1157 100 Turbine/Generator Full Power
04/08/01 1900 1157 100 Turbine/Generator Full Power
04/08/01 2000 1157 100 Turbine/Generator Full Power
04/08/01 2100 1157 100 Turbine/Generator Full Power
04/08/01 2200 1158 100 Turbine/Generator Full Power
04/08/01 2300 1158 100.1 Turbine/Generator Full Power
04/08/01 2400 1158 100 Turbine/Generator Full Power
04/09/01 0100 1158 100 Turbine/Generator Full Power
04/09/01 0200 1158 100 Turbine/Generator Full Power
04/09/01 0300 1158 100.1 Turbine/Generator Full Power
04/09/01 0400 1157 100 Turbine/Generator Full Power
04/09/01 0500 1157 100 Turbine/Generator Full Power
04/09/01 0600 1157 100 Turbine/Generator Full Power
04/09/01 0700 1157 100 Turbine/Generator Full Power
04/09/01 0800 1157 100 Turbine/Generator Full Power
04/09/01 0900 1158 100 Turbine/Generator Full Power
04/09/01 1000 1157 100 Turbine/Generator Full Power
04/09/01 1100 1158 100 Turbine/Generator Full Power
04/09/01 1200 1157 100 Turbine/Generator Full Power
04/09/01 1300 1157 100 Turbine/Generator Full Power
04/09/01 1400 1157 100 Turbine/Generator Full Power
04/09/01 1500 1157 100 Turbine/Generator Full Power
04/09/01 1600 1157 100 Turbine/Generator Full Power
04/09/01 1700 1156 100 Turbine/Generator Full Power
04/09/01 1800 1157 100 Turbine/Generator Full Power
04/09/01 1900 1156 100 Turbine/Generator Full Power
04/09/01 2000 1156 100 Turbine/Generator Full Power
04/09/01 2100 1156 100 Turbine/Generator Full Power
04/09/01 2200 1156 100 Turbine/Generator Full Power
04/09/01 2300 1156 100 Turbine/Generator Full Power
04/09/01 2400 1156 100 Turbine/Generator Full Power



04/10/01 0100 1157 100 Turbine/Generator Full Power
04/10/01 0200 1156 100 Turbine/Generator Full Power
04/10/01 0300 1157 100 Turbine/Generator Full Power
04/10/01 0400 1157 100 Turbine/Generator Full Power
04/10/01 0500 1157 100 Turbine/Generator Full Power
04/10/01 0600 1157 100 Turbine/Generator Full Power
04/10/01 0700 1157 100 Turbine/Generator Full Power
04/10/01 0800 1157 100 Turbine/Generator Full Power
04/10/01 0900 1157 100 Turbine/Generator Full Power
04/10/01 1000 1158 100 Turbine/Generator Full Power
04/10/01 1100 1157 100 Turbine/Generator Full Power
04/10/01 1200 1158 100 Turbine/Generator Full Power
04/10/01 1300 1157 100 Turbine/Generator Full Power
04/10/01 1400 1157 100 Turbine/Generator Full Power
04/10/01 1500 1157 100 Turbine/Generator Full Power
04/10/01 1600 1155 100 Turbine/Generator Full Power
04/10/01 1700 1157 100 Turbine/Generator Full Power
04/10/01 1800 1157 100 Turbine/Generator Full Power
04/10/01 1900 1157 100 Turbine/Generator Full Power
04/10/01 2000 1158 100 Turbine/Generator Full Power
04/10/01 2100 1158 100 Turbine/Generator Full Power
04/10/01 2200 1157 100 Turbine/Generator Full Power
04/10/01 2300 1158 100 Turbine/Generator Full Power
04/10/01 2400 1158 100 Turbine/Generator Full Power
04/11/01 0100 1158 100 Turbine/Generator Full Power
04/11/01 0200 1158 100 Turbine/Generator Full Power
04/11/01 0300 1158 100 Turbine/Generator Full Power
04/11/01 0400 1158 100 Turbine/Generator Full Power
04/11/01 0500 1157 100 Turbine/Generator Full Power
04/11/01 0600 1158 100 Turbine/Generator Full Power
04/11/01 0700 1157 100 Turbine/Generator Full Power
04/11/01 0800 1158 100 Turbine/Generator Full Power
04/11/01 0900 1157 99.9 Turbine/Generator Full Power
04/11/01 1000 1158 100 Turbine/Generator Full Power
04/11/01 1100 1158 100 Turbine/Generator Full Power
04/11/01 1200 1157 100 Turbine/Generator Full Power
04/11/01 1300 1158 100 Turbine/Generator Full Power
04/11/01 1400 1158 100 Turbine/Generator Full Power
04/11/01 1500 1158 99.9 Turbine/Generator Full Power
04/11/01 1600 1157 100 Turbine/Generator Full Power
04/11/01 1700 1157 100 Turbine/Generator Full Power
04/11/01 1800 1157 100 Turbine/Generator Full Power
04/11/01 1900 1157 100 Turbine/Generator Full Power
04/11/01 2000 1157 100 Turbine/Generator Full Power
04/11/01 2100 1158 100 Turbine/Generator Full Power
04/11/01 2200 1158 100 Turbine/Generator Full Power
04/11/01 2300 1157 100 Turbine/Generator Full Power
04/11/01 2400 1157 100 Turbine/Generator Full Power
04/12/01 0100 1157 100 Turbine/Generator Full Power
04/12/01 0200 1158 100 Turbine/Generator Full Power
04/12/01 0300 1157 100 Turbine/Generator Full Power
04/12/01 0400 1157 100 Turbine/Generator Full Power
04/12/01 0500 1157 100 Turbine/Generator Full Power



04/12/01 0600 1157 100 Turbine/Generator Full Power
04/12/01 0700 1157 100 Turbine/Generator Full Power
04/12/01 0800 1157 100 Turbine/Generator Full Power
04/12/01 0900 1158 100 Turbine/Generator Full Power
04/12/01 1000 1158 100 Turbine/Generator Full Power
04/12/01 1100 1157 100 Turbine/Generator Full Power
04/12/01 1200 1158 100 Turbine/Generator Full Power
04/12/01 1300 1157 99.9 Turbine/Generator Full Power
04/12/01 1400 1158 100 Turbine/Generator Full Power
04/12/01 1500 1156 100 Turbine/Generator Full Power
04/12/01 1600 1156 100 Turbine/Generator Full Power
04/12/01 1700 1157 100 Turbine/Generator Full Power
04/12/01 1800 1155 100 Turbine/Generator Full Power
04/12/01 1900 1157 100 Turbine/Generator Full Power
04/12/01 2000 1156 100 Turbine/Generator Full Power
04/12/01 2100 1157 100 Turbine/Generator Full Power
04/12/01 2200 1156 100 Turbine/Generator Full Power
04/12/01 2300 1157 100 Turbine/Generator Full Power
04/12/01 2400 1156 100 Turbine/Generator Full Power
04/13/01 0100 1157 100 Turbine/Generator Full Power
04/13/01 0200 1157 100 Turbine/Generator Full Power
04/13/01 0300 1157 99.9 Turbine/Generator Full Power
04/13/01 0400 1157 100 Turbine/Generator Full Power
04/13/01 0500 1158 100 Turbine/Generator Full Power
04/13/01 0600 1157 100 Turbine/Generator Full Power
04/13/01 0700 1157 99.9 Turbine/Generator Full Power
04/13/01 0800 1157 99.9 Turbine/Generator Full Power
04/13/01 0900 1157 100 Turbine/Generator Full Power
04/13/01 1000 1156 100 Turbine/Generator Full Power
04/13/01 1100 1157 100 Turbine/Generator Full Power
04/13/01 1200 1157 100 Turbine/Generator Full Power
04/13/01 1300 1157 100 Turbine/Generator Full Power
04/13/01 1400 1157 99.9 Turbine/Generator Full Power
04/13/01 1500 1157 99.9 Turbine/Generator Full Power
04/13/01 1600 1157 99.9 Turbine/Generator Full Power
04/13/01 1700 1157 100 Turbine/Generator Full Power
04/13/01 1800 1157 100 Turbine/Generator Full Power
04/13/01 1900 1157 100 Turbine/Generator Full Power
04/13/01 2000 1156 100 Turbine/Generator Full Power
04/13/01 2100 1156 100 Turbine/Generator Full Power
04/13/01 2200 1158 100 Turbine/Generator Full Power
04/13/01 2300 1157 100 Turbine/Generator Full Power
04/13/01 2400 1157 99.9 Turbine/Generator Full Power
04/14/01 0100 1158 100 Turbine/Generator Full Power
04/14/01 0200 1157 100 Turbine/Generator Full Power
04/14/01 0300 1157 100 Turbine/Generator Full Power
04/14/01 0400 1157 100 Turbine/Generator Full Power
04/14/01 0500 1157 100 Turbine/Generator Full Power
04/14/01 0600 1158 100 Turbine/Generator Full Power
04/14/01 0700 1157 100 Turbine/Generator Full Power
04/14/01 0800 1157 100 Turbine/Generator Full Power
04/14/01 0900 1157 100 Turbine/Generator Full Power
04/14/01 1000 1157 100 Turbine/Generator Full Power



04/14/01 1100 1157 100 Turbine/Generator Full Power
04/14/01 1200 1157 100 Turbine/Generator Full Power
04/14/01 1300 1157 100 Turbine/Generator Full Power
04/14/01 1400 1157 100 Turbine/Generator Full Power
04/14/01 1500 1157 100 Turbine/Generator Full Power
04/14/01 1600 1157 100 Turbine/Generator Full Power
04/14/01 1700 1158 100 Turbine/Generator Full Power
04/14/01 1800 1158 100 Turbine/Generator Full Power
04/14/01 1900 1157 100 Turbine/Generator Full Power
04/14/01 2000 1158 99.9 Turbine/Generator Full Power
04/14/01 2100 1159 99.9 Turbine/Generator Full Power
04/14/01 2200 1158 100 Turbine/Generator Full Power
04/14/01 2300 1158 100 Turbine/Generator Full Power
04/14/01 2400 1158 100 Turbine/Generator Full Power
04/15/01 0100 1158 100 Turbine/Generator Full Power
04/15/01 0200 1157 100 Turbine/Generator Full Power
04/15/01 0300 1158 100 Turbine/Generator Full Power
04/15/01 0400 1158 100 Turbine/Generator Full Power
04/15/01 0500 1157 99.9 Turbine/Generator Full Power
04/15/01 0600 1158 100 Turbine/Generator Full Power
04/15/01 0700 1158 100 Turbine/Generator Full Power
04/15/01 0800 1157 100 Turbine/Generator Full Power
04/15/01 0900 1158 100.1 Turbine/Generator Full Power
04/15/01 1000 1157 100 Turbine/Generator Full Power
04/15/01 1100 1158 99.9 Turbine/Generator Full Power
04/15/01 1200 1159 99.9 Turbine/Generator Full Power
04/15/01 1300 1158 99.9 Turbine/Generator Full Power
04/15/01 1400 1158 100 Turbine/Generator Full Power
04/15/01 1500 1157 100 Turbine/Generator Full Power
04/15/01 1600 1157 100 Turbine/Generator Full Power
04/15/01 1700 1157 100 Turbine/Generator Full Power
04/15/01 1800 1158 100 Turbine/Generator Full Power
04/15/01 1900 1158 100 Turbine/Generator Full Power
04/15/01 2000 1158 100 Turbine/Generator Full Power
04/15/01 2100 1158 99.9 Turbine/Generator Full Power
04/15/01 2200 1157 100 Turbine/Generator Full Power
04/15/01 2300 1158 100 Turbine/Generator Full Power
04/15/01 2400 1157 100 Turbine/Generator Full Power
04/16/01 0100 1157 100 Turbine/Generator Full Power
04/16/01 0200 1157 100 Turbine/Generator Full Power
04/16/01 0300 1157 100 Turbine/Generator Full Power
04/16/01 0400 1157 100 Turbine/Generator Full Power
04/16/01 0500 1158 100 Turbine/Generator Full Power
04/16/01 0600 1158 100 Turbine/Generator Full Power
04/16/01 0700 1157 100 Turbine/Generator Full Power
04/16/01 0800 1157 100 Turbine/Generator Full Power
04/16/01 0900 1157 100 Turbine/Generator Full Power
04/16/01 1000 1156 100 Turbine/Generator Full Power
04/16/01 1100 1157 100 Turbine/Generator Full Power
04/16/01 1200 1157 100 Turbine/Generator Full Power
04/16/01 1300 1156 100 Turbine/Generator Full Power
04/16/01 1400 1156 100 Turbine/Generator Full Power
04/16/01 1500 1157 100 Turbine/Generator Full Power



04/16/01 1600 1157 100 Turbine/Generator Full Power
04/16/01 1700 1156 100 Turbine/Generator Full Power
04/16/01 1800 1156 100 Turbine/Generator Full Power
04/16/01 1900 1156 100 Turbine/Generator Full Power
04/16/01 2000 1156 100 Turbine/Generator Full Power
04/16/01 2100 1157 99.9 Turbine/Generator Full Power
04/16/01 2200 1156 100 Turbine/Generator Full Power
04/16/01 2300 1156 100 Turbine/Generator Full Power
04/16/01 2400 1158 100 Turbine/Generator Full Power
04/17/01 0100 1157 99.9 Turbine/Generator Full Power
04/17/01 0200 1157 99.9 Turbine/Generator Full Power
04/17/01 0300 1156 99.9 Turbine/Generator Full Power
04/17/01 0400 1157 100 Turbine/Generator Full Power
04/17/01 0500 1157 100 Turbine/Generator Full Power
04/17/01 0600 1156 99.9 Turbine/Generator Full Power
04/17/01 0700 1157 100 Turbine/Generator Full Power
04/17/01 0800 1157 100 Turbine/Generator Full Power
04/17/01 0900 1157 100 Turbine/Generator Full Power
04/17/01 1000 1157 100 Turbine/Generator Full Power
04/17/01 1100 1157 100 Turbine/Generator Full Power
04/17/01 1200 1157 100 Turbine/Generator Full Power
04/17/01 1300 1157 100 Turbine/Generator Full Power
04/17/01 1400 1157 99.9 Turbine/Generator Full Power
04/17/01 1500 1157 100 Turbine/Generator Full Power
04/17/01 1600 1157 100 Turbine/Generator Full Power
04/17/01 1700 1157 100 Turbine/Generator Full Power
04/17/01 1800 1157 100 Turbine/Generator Full Power
04/17/01 1900 1157 100 Turbine/Generator Full Power
04/17/01 2000 1157 100 Turbine/Generator Full Power
04/17/01 2100 1158 100 Turbine/Generator Full Power
04/17/01 2200 1159 100 Turbine/Generator Full Power
04/17/01 2300 1159 100 Turbine/Generator Full Power
04/17/01 2400 1158 100 Turbine/Generator Full Power
04/18/01 0100 1158 100 Turbine/Generator Full Power
04/18/01 0200 1157 100 Turbine/Generator Full Power
04/18/01 0300 1157 100 Turbine/Generator Full Power
04/18/01 0400 1157 100 Turbine/Generator Full Power
04/18/01 0500 1157 100 Turbine/Generator Full Power
04/18/01 0600 1157 100 Turbine/Generator Full Power
04/18/01 0700 1158 99.9 Turbine/Generator Full Power
04/18/01 0800 1157 99.9 Turbine/Generator Full Power
04/18/01 0900 1157 100 Turbine/Generator Full Power
04/18/01 1000 1157 100.1 Turbine/Generator Full Power
04/18/01 1100 1157 100.1 Turbine/Generator Full Power
04/18/01 1200 1158 100.1 Turbine/Generator Full Power
04/18/01 1300 1157 100 Turbine/Generator Full Power
04/18/01 1400 1157 100 Turbine/Generator Full Power
04/18/01 1500 1157 100 Turbine/Generator Full Power
04/18/01 1600 1157 100 Turbine/Generator Full Power
04/18/01 1700 1157 99.9 Turbine/Generator Full Power
04/18/01 1800 1157 100 Turbine/Generator Full Power
04/18/01 1900 1157 100 Turbine/Generator Full Power
04/18/01 2000 1157 100 Turbine/Generator Full Power



04/18/01 2100 1156 100 Turbine/Generator Full Power
04/18/01 2200 1156 100 Turbine/Generator Full Power
04/18/01 2300 1157 100 Turbine/Generator Full Power
04/18/01 2400 1157 100 Turbine/Generator Full Power
04/19/01 0100 1157 99.9 Turbine/Generator Full Power
04/19/01 0200 1156 100 Turbine/Generator Full Power
04/19/01 0300 1156 99.9 Turbine/Generator Full Power
04/19/01 0400 1157 100 Turbine/Generator Full Power
04/19/01 0500 1157 99.9 Turbine/Generator Full Power
04/19/01 0600 1156 100 Turbine/Generator Full Power
04/19/01 0700 1156 99.9 Turbine/Generator Full Power
04/19/01 0800 1156 99.9 Turbine/Generator Full Power
04/19/01 0900 1156 99.9 Turbine/Generator Full Power
04/19/01 1000 1157 100 Turbine/Generator Full Power
04/19/01 1100 1157 99.9 Turbine/Generator Full Power
04/19/01 1200 1157 100 Turbine/Generator Full Power
04/19/01 1300 1158 100 Turbine/Generator Full Power
04/19/01 1400 1157 100 Turbine/Generator Full Power
04/19/01 1500 1157 100 Turbine/Generator Full Power
04/19/01 1600 1156 99.9 Turbine/Generator Full Power
04/19/01 1700 1156 100 Turbine/Generator Full Power
04/19/01 1800 1157 100 Turbine/Generator Full Power
04/19/01 1900 1157 99.9 Turbine/Generator Full Power
04/19/01 2000 1157 99.9 Turbine/Generator Full Power
04/19/01 2100 1157 100 Turbine/Generator Full Power
04/19/01 2200 1157 100 Turbine/Generator Full Power
04/19/01 2300 1157 100 Turbine/Generator Full Power
04/19/01 2400 1157 99.9 Turbine/Generator Full Power
04/20/01 0100 1157 100 Turbine/Generator Full Power
04/20/01 0200 1157 99.9 Turbine/Generator Full Power
04/20/01 0300 1157 100 Turbine/Generator Full Power
04/20/01 0400 1157 100 Turbine/Generator Full Power
04/20/01 0500 1157 99.9 Turbine/Generator Full Power
04/20/01 0600 1157 100 Turbine/Generator Full Power
04/20/01 0700 1157 99.9 Turbine/Generator Full Power
04/20/01 0800 1157 99.9 Turbine/Generator Full Power
04/20/01 0900 1156 100 Turbine/Generator Full Power
04/20/01 1000 1157 100 Turbine/Generator Full Power
04/20/01 1100 1158 99.9 Turbine/Generator Full Power
04/20/01 1200 1155 99.9 Turbine/Generator Full Power
04/20/01 1300 1155 99.9 Turbine/Generator Full Power
04/20/01 1400 1155 99.9 Turbine/Generator Full Power
04/20/01 1500 1154 99.9 Turbine/Generator Full Power
04/20/01 1600 1155 99.9 Turbine/Generator Full Power
04/20/01 1700 1155 99.9 Turbine/Generator Full Power
04/20/01 1800 1156 100 Turbine/Generator Full Power
04/20/01 1900 1156 99.9 Turbine/Generator Full Power
04/20/01 2000 1156 99.9 Turbine/Generator Full Power
04/20/01 2100 1156 99.9 Turbine/Generator Full Power
04/20/01 2200 1157 99.9 Turbine/Generator Full Power
04/20/01 2300 1156 100 Turbine/Generator Full Power
04/20/01 2400 1157 99.9 Turbine/Generator Full Power
04/21/01 0100 1157 100 Turbine/Generator Full Power



04/21/01 0200 1157 100 Turbine/Generator Full Power
04/21/01 0300 1157 100 Turbine/Generator Full Power
04/21/01 0400 1157 99.9 Turbine/Generator Full Power
04/21/01 0500 1157 99.9 Turbine/Generator Full Power
04/21/01 0600 1157 100 Turbine/Generator Full Power
04/21/01 0700 1157 100 Turbine/Generator Full Power
04/21/01 0800 1157 100 Turbine/Generator Full Power
04/21/01 0900 1157 100 Turbine/Generator Full Power
04/21/01 1000 1157 100 Turbine/Generator Full Power
04/21/01 1100 1157 99.9 Turbine/Generator Full Power
04/21/01 1200 1157 99.9 Turbine/Generator Full Power
04/21/01 1300 1158 100 Turbine/Generator Full Power
04/21/01 1400 1158 100 Turbine/Generator Full Power
04/21/01 1500 1157 100 Turbine/Generator Full Power
04/21/01 1600 1157 99.9 Turbine/Generator Full Power
04/21/01 1700 1158 100 Turbine/Generator Full Power
04/21/01 1800 1157 100 Turbine/Generator Full Power
04/21/01 1900 1157 99.9 Turbine/Generator Full Power
04/21/01 2000 1158 99.9 Turbine/Generator Full Power
04/21/01 2100 1156 100 Turbine/Generator Full Power
04/21/01 2200 1157 100 Turbine/Generator Full Power
04/21/01 2300 1157 100 Turbine/Generator Full Power
04/21/01 2400 1157 100 Turbine/Generator Full Power
04/22/01 0100 1157 100 Turbine/Generator Full Power
04/22/01 0200 1157 100 Turbine/Generator Full Power
04/22/01 0300 1157 100 Turbine/Generator Full Power
04/22/01 0400 1157 99.9 Turbine/Generator Full Power
04/22/01 0500 1157 99.9 Turbine/Generator Full Power
04/22/01 0600 1157 100 Turbine/Generator Full Power
04/22/01 0700 1157 100 Turbine/Generator Full Power
04/22/01 0800 1157 100 Turbine/Generator Full Power
04/22/01 0900 1157 100 Turbine/Generator Full Power
04/22/01 1000 1157 99.9 Turbine/Generator Full Power
04/22/01 1100 1157 100 Turbine/Generator Full Power
04/22/01 1200 1157 100 Turbine/Generator Full Power
04/22/01 1300 1157 100 Turbine/Generator Full Power
04/22/01 1400 1159 100 Turbine/Generator Full Power
04/22/01 1500 1157 99.9 Turbine/Generator Full Power
04/22/01 1600 1157 100 Turbine/Generator Full Power
04/22/01 1700 1156 99.9 Turbine/Generator Full Power
04/22/01 1800 1157 99.9 Turbine/Generator Full Power
04/22/01 1900 1158 99.9 Turbine/Generator Full Power
04/22/01 2000 1157 99.9 Turbine/Generator Full Power
04/22/01 2100 1157 100 Turbine/Generator Full Power
04/22/01 2200 1157 100 Turbine/Generator Full Power
04/22/01 2300 1157 100 Turbine/Generator Full Power
04/22/01 2400 1157 100 Turbine/Generator Full Power
04/23/01 0100 1157 100 Turbine/Generator Full Power
04/23/01 0200 1157 100 Turbine/Generator Full Power
04/23/01 0300 1157 99.9 Turbine/Generator Full Power
04/23/01 0400 1157 100 Turbine/Generator Full Power
04/23/01 0500 1157 100 Turbine/Generator Full Power
04/23/01 0600 1157 100 Turbine/Generator Full Power



04/23/01 0700 1156 100 Turbine/Generator Full Power
04/23/01 0800 1157 99.9 Turbine/Generator Full Power
04/23/01 0900 1157 100 Turbine/Generator Full Power
04/23/01 1000 1157 100 Turbine/Generator Full Power
04/23/01 1100 1156 100 Turbine/Generator Full Power
04/23/01 1200 1157 100 Turbine/Generator Full Power
04/23/01 1300 1157 99.9 Turbine/Generator Full Power
04/23/01 1400 1156 99.9 Turbine/Generator Full Power
04/23/01 1500 1156 100 Turbine/Generator Full Power
04/23/01 1600 1156 99.9 Turbine/Generator Full Power
04/23/01 1700 1157 100 Turbine/Generator Full Power
04/23/01 1800 1157 100 Turbine/Generator Full Power
04/23/01 1900 1157 100 Turbine/Generator Full Power
04/23/01 2000 1158 100 Turbine/Generator Full Power
04/23/01 2100 1158 100 Turbine/Generator Full Power
04/23/01 2200 1158 100 Turbine/Generator Full Power
04/23/01 2300 1158 100 Turbine/Generator Full Power
04/23/01 2400 1158 100 Turbine/Generator Full Power
04/24/01 0100 1157 100 Turbine/Generator Full Power
04/24/01 0200 1157 100 Turbine/Generator Full Power
04/24/01 0300 1158 100 Turbine/Generator Full Power
04/24/01 0400 1157 100 Turbine/Generator Full Power
04/24/01 0500 1158 100 Turbine/Generator Full Power
04/24/01 0600 1157 100 Turbine/Generator Full Power
04/24/01 0700 1157 100 Turbine/Generator Full Power
04/24/01 0800 1157 100 Turbine/Generator Full Power
04/24/01 0900 1158 100 Turbine/Generator Full Power
04/24/01 1000 1157 100 Turbine/Generator Full Power
04/24/01 1100 1157 100 Turbine/Generator Full Power
04/24/01 1200 1157 100 Turbine/Generator Full Power
04/24/01 1300 1157 100 Turbine/Generator Full Power
04/24/01 1400 1157 100 Turbine/Generator Full Power
04/24/01 1500 1157 100 Turbine/Generator Full Power
04/24/01 1600 1157 100 Turbine/Generator Full Power
04/24/01 1700 1157 100 Turbine/Generator Full Power
04/24/01 1800 1157 100 Turbine/Generator Full Power
04/24/01 1900 1157 100 Turbine/Generator Full Power
04/24/01 2000 1157 100 Turbine/Generator Full Power
04/24/01 2100 1157 100 Turbine/Generator Full Power
04/24/01 2200 1158 100 Turbine/Generator Full Power
04/24/01 2300 1157 100 Turbine/Generator Full Power
04/24/01 2400 1157 100 Turbine/Generator Full Power
04/25/01 0100 1157 100 Turbine/Generator Full Power
04/25/01 0200 1157 100 Turbine/Generator Full Power
04/25/01 0300 1157 100 Turbine/Generator Full Power
04/25/01 0400 1157 100 Turbine/Generator Full Power
04/25/01 0500 1157 100 Turbine/Generator Full Power
04/25/01 0600 1157 100 Turbine/Generator Full Power
04/25/01 0700 1157 100 Turbine/Generator Full Power
04/25/01 0800 1157 100 Turbine/Generator Full Power
04/25/01 0900 1157 100 Turbine/Generator Full Power
04/25/01 1000 1157 100 Turbine/Generator Full Power
04/25/01 1100 1156 100 Turbine/Generator Full Power



04/25/01 1200 1158 100 Turbine/Generator Full Power
04/25/01 1300 1157 100 Turbine/Generator Full Power
04/25/01 1400 1157 100 Turbine/Generator Full Power
04/25/01 1500 1156 100 Turbine/Generator Full Power
04/25/01 1600 1157 100 Turbine/Generator Full Power
04/25/01 1700 1157 100 Turbine/Generator Full Power
04/25/01 1800 1157 100 Turbine/Generator Full Power
04/25/01 1900 1157 100 Turbine/Generator Full Power
04/25/01 2000 1157 100 Turbine/Generator Full Power
04/25/01 2100 1157 100 Turbine/Generator Full Power
04/25/01 2200 1157 100 Turbine/Generator Full Power
04/25/01 2300 1157 100 Turbine/Generator Full Power
04/25/01 2400 1157 100 Turbine/Generator Full Power
04/26/01 0100 1157 100 Turbine/Generator Full Power
04/26/01 0200 1157 100 Turbine/Generator Full Power
04/26/01 0300 1157 100 Turbine/Generator Full Power
04/26/01 0400 1157 100 Turbine/Generator Full Power
04/26/01 0500 1157 100 Turbine/Generator Full Power
04/26/01 0600 1157 100 Turbine/Generator Full Power
04/26/01 0700 1157 100 Turbine/Generator Full Power
04/26/01 0800 1156 100 Turbine/Generator Full Power
04/26/01 0900 1156 100 Turbine/Generator Full Power
04/26/01 1000 1157 100 Turbine/Generator Full Power
04/26/01 1100 1156 100 Turbine/Generator Full Power
04/26/01 1200 1156 100 Turbine/Generator Full Power
04/26/01 1300 1156 100 Turbine/Generator Full Power
04/26/01 1400 1156 100 Turbine/Generator Full Power
04/26/01 1500 1156 100 Turbine/Generator Full Power
04/26/01 1600 1156 100 Turbine/Generator Full Power
04/26/01 1700 1157 100 Turbine/Generator Full Power
04/26/01 1800 1157 100 Turbine/Generator Full Power
04/26/01 1900 1158 100 Turbine/Generator Full Power
04/26/01 2000 1158 100 Turbine/Generator Full Power
04/26/01 2100 1158 100 Turbine/Generator Full Power
04/26/01 2200 1158 99.9 Turbine/Generator Full Power
04/26/01 2300 1157 100 Turbine/Generator Full Power
04/26/01 2400 1158 100 Turbine/Generator Full Power
04/27/01 0100 1158 100 Turbine/Generator Full Power
04/27/01 0200 1157 100 Turbine/Generator Full Power
04/27/01 0300 1158 100 Turbine/Generator Full Power
04/27/01 0400 1158 100 Turbine/Generator Full Power
04/27/01 0500 1158 100 Turbine/Generator Full Power
04/27/01 0600 1158 100 Turbine/Generator Full Power
04/27/01 0700 1158 100.5 Turbine/Generator Full Power
04/27/01 0800 1157 100 Turbine/Generator Full Power
04/27/01 0900 1157 100 Turbine/Generator Full Power
04/27/01 1000 1157 99.9 Turbine/Generator Full Power
04/27/01 1100 1157 99.9 Turbine/Generator Full Power
04/27/01 1200 1157 100 Turbine/Generator Full Power
04/27/01 1300 1157 99.9 Turbine/Generator Full Power
04/27/01 1400 1157 99.9 Turbine/Generator Full Power
04/27/01 1500 1157 100 Turbine/Generator Full Power
04/27/01 1600 1157 100 Turbine/Generator Full Power



04/27/01 1700 1157 100 Turbine/Generator Full Power
04/27/01 1800 1157 99.9 Turbine/Generator Full Power
04/27/01 1900 1157 100 Turbine/Generator Full Power
04/27/01 2000 1158 100 Turbine/Generator Full Power
04/27/01 2100 1158 100 Turbine/Generator Full Power
04/27/01 2200 1158 100 Turbine/Generator Full Power
04/27/01 2300 1158 100 Turbine/Generator Full Power
04/27/01 2400 1158 100 Turbine/Generator Full Power
04/28/01 0100 1157 100 Turbine/Generator Full Power
04/28/01 0200 1158 100 Turbine/Generator Full Power
04/28/01 0300 1158 100 Turbine/Generator Full Power
04/28/01 0400 1158 100 Turbine/Generator Full Power
04/28/01 0500 1158 100 Turbine/Generator Full Power
04/28/01 0600 1157 100 Turbine/Generator Full Power
04/28/01 0700 1158 100 Turbine/Generator Full Power
04/28/01 0800 1157 100 Turbine/Generator Full Power
04/28/01 0900 1157 100 Turbine/Generator Full Power
04/28/01 1000 1157 100 Turbine/Generator Full Power
04/28/01 1100 1157 99.9 Turbine/Generator Full Power
04/28/01 1200 1157 99.9 Turbine/Generator Full Power
04/28/01 1300 1157 100 Turbine/Generator Full Power
04/28/01 1400 1157 100 Turbine/Generator Full Power
04/28/01 1500 1157 100 Turbine/Generator Full Power
04/28/01 1600 1157 100 Turbine/Generator Full Power
04/28/01 1700 1157 100 Turbine/Generator Full Power
04/28/01 1800 1156 99.9 Turbine/Generator Full Power
04/28/01 1900 1156 100 Turbine/Generator Full Power
04/28/01 2000 1156 100 Turbine/Generator Full Power
04/28/01 2100 1156 100 Turbine/Generator Full Power
04/28/01 2200 1158 99.9 Turbine/Generator Full Power
04/28/01 2300 1158 99.9 Turbine/Generator Full Power
04/28/01 2400 1158 100 Turbine/Generator Full Power
04/29/01 0100 1159 100.4 Turbine/Generator Full Power
04/29/01 0200 1159 100.4 Turbine/Generator Full Power
04/29/01 0300 1157 100 Turbine/Generator Full Power
04/29/01 0400 1158 99.9 Turbine/Generator Full Power
04/29/01 0500 1157 100 Turbine/Generator Full Power
04/29/01 0600 1157 99.9 Turbine/Generator Full Power
04/29/01 0700 1157 99.9 Turbine/Generator Full Power
04/29/01 0800 1157 100 Turbine/Generator Full Power
04/29/01 0900 1157 100 Turbine/Generator Full Power
04/29/01 1000 1157 100 Turbine/Generator Full Power
04/29/01 1100 1157 100 Turbine/Generator Full Power
04/29/01 1200 1157 100 Turbine/Generator Full Power
04/29/01 1300 1157 99.9 Turbine/Generator Full Power
04/29/01 1400 1157 100 Turbine/Generator Full Power
04/29/01 1500 1157 100 Turbine/Generator Full Power
04/29/01 1600 1157 100 Turbine/Generator Full Power
04/29/01 1700 1158 100 Turbine/Generator Full Power
04/29/01 1800 1158 100 Turbine/Generator Full Power
04/29/01 1900 1159 100 Turbine/Generator Full Power
04/29/01 2000 1158 99.9 Turbine/Generator Full Power
04/29/01 2100 1158 100 Turbine/Generator Full Power



04/29/01 2200 1158 100 Turbine/Generator Full Power
04/29/01 2300 1159 100 Turbine/Generator Full Power
04/29/01 2400 1158 99.9 Turbine/Generator Full Power
04/30/01 0100 1157 99.9 Turbine/Generator Full Power
04/30/01 0200 1158 100 Turbine/Generator Full Power
04/30/01 0300 1156 100 Turbine/Generator Full Power
04/30/01 0400 1158 100 Turbine/Generator Full Power
04/30/01 0500 1158 100 Turbine/Generator Full Power
04/30/01 0600 1158 100 Turbine/Generator Full Power
04/30/01 0700 1158 99.9 Turbine/Generator Full Power
04/30/01 0800 1157 99.9 Turbine/Generator Full Power
04/30/01 0900 1158 100 Turbine/Generator Full Power
04/30/01 1000 1158 99.9 Turbine/Generator Full Power
04/30/01 1100 1157 100 Turbine/Generator Full Power
04/30/01 1200 1157 99.9 Turbine/Generator Full Power
04/30/01 1300 1157 100 Turbine/Generator Full Power
04/30/01 1400 1158 99.9 Turbine/Generator Full Power
04/30/01 1500 1157 99.9 Turbine/Generator Full Power
04/30/01 1600 1157 100 Turbine/Generator Full Power
04/30/01 1700 1158 100 Turbine/Generator Full Power
04/30/01 1800 1158 100 Turbine/Generator Full Power
04/30/01 1900 1157 99.9 Turbine/Generator Full Power
04/30/01 2000 1157 99.9 Turbine/Generator Full Power
04/30/01 2100 1157 100 Turbine/Generator Full Power
04/30/01 2200 1157 100 Turbine/Generator Full Power
04/30/01 2300 1157 100 Turbine/Generator Full Power
04/30/01 2400 1157 100 Turbine/Generator Full Power
05/01/01 0100 1157 100 Turbine/Generator Full Power
05/01/01 0200 1157 100 Turbine/Generator Full Power
05/01/01 0300 1157 99.9 Turbine/Generator Full Power
05/01/01 0400 1157 99.9 Turbine/Generator Full Power
05/01/01 0500 1157 100 Turbine/Generator Full Power
05/01/01 0600 1157 100 Turbine/Generator Full Power
05/01/01 0700 1157 100 Turbine/Generator Full Power
05/01/01 0800 1157 100 Turbine/Generator Full Power
05/01/01 0900 1157 100 Turbine/Generator Full Power
05/01/01 1000 1157 99.9 Turbine/Generator Full Power
05/01/01 1100 1157 100 Turbine/Generator Full Power
05/01/01 1200 1157 100 Turbine/Generator Full Power
05/01/01 1300 1157 100 Turbine/Generator Full Power
05/01/01 1400 1157 99.9 Turbine/Generator Full Power
05/01/01 1500 1157 100 Turbine/Generator Full Power
05/01/01 1600 1157 100 Turbine/Generator Full Power
05/01/01 1700 1157 100 Turbine/Generator Full Power
05/01/01 1800 1157 100 Turbine/Generator Full Power
05/01/01 1900 1157 99.9 Turbine/Generator Full Power
05/01/01 2000 1158 100 Turbine/Generator Full Power
05/01/01 2100 1157 100 Turbine/Generator Full Power
05/01/01 2200 1157 100 Turbine/Generator Full Power
05/01/01 2300 1157 100 Turbine/Generator Full Power
05/01/01 2400 1157 100 Turbine/Generator Full Power
05/02/01 0100 1158 100 Turbine/Generator Full Power
05/02/01 0200 1157 100 Turbine/Generator Full Power



05/02/01 0300 1157 100 Turbine/Generator Full Power
05/02/01 0400 1158 100 Turbine/Generator Full Power
05/02/01 0500 1157 100 Turbine/Generator Full Power
05/02/01 0600 1157 100 Turbine/Generator Full Power
05/02/01 0700 1157 100 Turbine/Generator Full Power
05/02/01 0800 1157 100 Turbine/Generator Full Power
05/02/01 0900 1157 100 Turbine/Generator Full Power
05/02/01 1000 1157 100 Turbine/Generator Full Power
05/02/01 1100 1157 100 Turbine/Generator Full Power
05/02/01 1200 1158 100 Turbine/Generator Full Power
05/02/01 1300 1156 100 Turbine/Generator Full Power
05/02/01 1400 1157 100 Turbine/Generator Full Power
05/02/01 1500 1157 99.9 Turbine/Generator Full Power
05/02/01 1600 1157 100 Turbine/Generator Full Power
05/02/01 1700 1157 100 Turbine/Generator Full Power
05/02/01 1800 1157 100 Turbine/Generator Full Power
05/02/01 1900 1157 99.9 Turbine/Generator Full Power
05/02/01 2000 1157 100 Turbine/Generator Full Power
05/02/01 2100 1158 100 Turbine/Generator Full Power
05/02/01 2200 1158 100 Turbine/Generator Full Power
05/02/01 2300 1158 100 Turbine/Generator Full Power
05/02/01 2400 1158 100 Turbine/Generator Full Power
05/03/01 0100 1158 100 Turbine/Generator Full Power
05/03/01 0200 1158 100 Turbine/Generator Full Power
05/03/01 0300 1158 100 Turbine/Generator Full Power
05/03/01 0400 1158 100 Turbine/Generator Full Power
05/03/01 0500 1158 100 Turbine/Generator Full Power
05/03/01 0600 1158 100 Turbine/Generator Full Power
05/03/01 0700 1158 100 Turbine/Generator Full Power
05/03/01 0800 1157 100 Turbine/Generator Full Power
05/03/01 0900 1158 100 Turbine/Generator Full Power
05/03/01 1000 1158 100 Turbine/Generator Full Power
05/03/01 1100 1156 99.9 Turbine/Generator Full Power
05/03/01 1200 1156 99.9 Turbine/Generator Full Power
05/03/01 1300 1157 100 Turbine/Generator Full Power
05/03/01 1400 1157 100 Turbine/Generator Full Power
05/03/01 1500 1157 100 Turbine/Generator Full Power
05/03/01 1600 1157 100 Turbine/Generator Full Power
05/03/01 1700 1157 100 Turbine/Generator Full Power
05/03/01 1800 1157 100 Turbine/Generator Full Power
05/03/01 1900 1157 100 Turbine/Generator Full Power
05/03/01 2000 1157 100 Turbine/Generator Full Power
05/03/01 2100 1158 100 Turbine/Generator Full Power
05/03/01 2200 1158 100 Turbine/Generator Full Power
05/03/01 2300 1158 100 Turbine/Generator Full Power
05/03/01 2400 1158 100 Turbine/Generator Full Power
05/04/01 0100 1159 100 Turbine/Generator Full Power
05/04/01 0200 1158 100 Turbine/Generator Full Power
05/04/01 0300 1157 100 Turbine/Generator Full Power
05/04/01 0400 1157 100 Turbine/Generator Full Power
05/04/01 0500 1159 100 Turbine/Generator Full Power
05/04/01 0600 1158 100 Turbine/Generator Full Power
05/04/01 0700 1158 100 Turbine/Generator Full Power



05/04/01 0800 1158 100 Turbine/Generator Full Power
05/04/01 0900 1158 100 Turbine/Generator Full Power
05/04/01 1000 1158 100 Turbine/Generator Full Power
05/04/01 1100 1157 100 Turbine/Generator Full Power
05/04/01 1200 1158 100 Turbine/Generator Full Power
05/04/01 1300 1157 100 Turbine/Generator Full Power
05/04/01 1400 1157 100 Turbine/Generator Full Power
05/04/01 1500 1157 100 Turbine/Generator Full Power
05/04/01 1600 1157 100 Turbine/Generator Full Power
05/04/01 1700 1158 100 Turbine/Generator Full Power
05/04/01 1800 1158 100 Turbine/Generator Full Power
05/04/01 1900 1157 100 Turbine/Generator Full Power
05/04/01 2000 1157 100 Turbine/Generator Full Power
05/04/01 2100 1158 99.9 Turbine/Generator Full Power
05/04/01 2200 1158 100 Turbine/Generator Full Power
05/04/01 2300 1158 100 Turbine/Generator Full Power
05/04/01 2400 1157 100 Turbine/Generator Full Power
05/05/01 0100 1156 100 Turbine/Generator Full Power
05/05/01 0200 1158 100 Turbine/Generator Full Power
05/05/01 0300 1158 100 Turbine/Generator Full Power
05/05/01 0400 1157 100 Turbine/Generator Full Power
05/05/01 0500 1157 100 Turbine/Generator Full Power
05/05/01 0600 1158 100 Turbine/Generator Full Power
05/05/01 0700 1159 100 Turbine/Generator Full Power
05/05/01 0800 1158 100 Turbine/Generator Full Power
05/05/01 0900 1158 100 Turbine/Generator Full Power
05/05/01 1000 1157 99.9 Turbine/Generator Full Power
05/05/01 1100 1157 99.9 Turbine/Generator Full Power
05/05/01 1200 1157 99.9 Turbine/Generator Full Power
05/05/01 1300 1157 100 Turbine/Generator Full Power
05/05/01 1400 1157 100 Turbine/Generator Full Power
05/05/01 1500 1156 100 Turbine/Generator Full Power
05/05/01 1600 1156 100 Turbine/Generator Full Power
05/05/01 1700 1157 100 Turbine/Generator Full Power
05/05/01 1800 1157 100 Turbine/Generator Full Power
05/05/01 1900 1157 100 Turbine/Generator Full Power
05/05/01 2000 1157 100 Turbine/Generator Full Power
05/05/01 2100 1158 100 Turbine/Generator Full Power
05/05/01 2200 1158 100 Turbine/Generator Full Power
05/05/01 2300 1158 100 Turbine/Generator Full Power
05/05/01 2400 1158 99.9 Turbine/Generator Full Power
05/06/01 0100 1157 100 Turbine/Generator Full Power
05/06/01 0200 1157 100 Turbine/Generator Full Power
05/06/01 0300 1158 100 Turbine/Generator Full Power
05/06/01 0400 1157 100 Turbine/Generator Full Power
05/06/01 0500 1158 100 Turbine/Generator Full Power
05/06/01 0600 1158 99.9 Turbine/Generator Full Power
05/06/01 0700 1158 100 Turbine/Generator Full Power
05/06/01 0800 1158 100 Turbine/Generator Full Power
05/06/01 0900 1158 100 Turbine/Generator Full Power
05/06/01 1000 1158 100 Turbine/Generator Full Power
05/06/01 1100 1158 100 Turbine/Generator Full Power
05/06/01 1200 1157 100 Turbine/Generator Full Power



05/06/01 1300 1157 100 Turbine/Generator Full Power
05/06/01 1400 1157 100 Turbine/Generator Full Power
05/06/01 1500 1157 100 Turbine/Generator Full Power
05/06/01 1600 1157 100 Turbine/Generator Full Power
05/06/01 1700 1158 100 Turbine/Generator Full Power
05/06/01 1800 1158 100 Turbine/Generator Full Power
05/06/01 1900 1158 100 Turbine/Generator Full Power
05/06/01 2000 1157 100 Turbine/Generator Full Power
05/06/01 2100 1157 100 Turbine/Generator Full Power
05/06/01 2200 1157 100 Turbine/Generator Full Power
05/06/01 2300 1157 100 Turbine/Generator Full Power
05/06/01 2400 1157 100 Turbine/Generator Full Power
05/07/01 0100 1156 100 Turbine/Generator Full Power
05/07/01 0200 1156 100 Turbine/Generator Full Power
05/07/01 0300 1156 100 Turbine/Generator Full Power
05/07/01 0400 1156 100 Turbine/Generator Full Power
05/07/01 0500 1157 100 Turbine/Generator Full Power
05/07/01 0600 1157 99.9 Turbine/Generator Full Power
05/07/01 0700 1156 99.9 Turbine/Generator Full Power
05/07/01 0800 1156 99.9 Turbine/Generator Full Power
05/07/01 0900 1156 100 Turbine/Generator Full Power
05/07/01 1000 1158 100 Turbine/Generator Full Power
05/07/01 1100 1157 100 Turbine/Generator Full Power
05/07/01 1200 1157 100 Turbine/Generator Full Power
05/07/01 1300 1158 100 Turbine/Generator Full Power
05/07/01 1400 1157 100 Turbine/Generator Full Power
05/07/01 1500 1158 100 Turbine/Generator Full Power
05/07/01 1600 1157 99.9 Turbine/Generator Full Power
05/07/01 1700 1158 100 Turbine/Generator Full Power
05/07/01 1800 1158 100 Turbine/Generator Full Power
05/07/01 1900 1158 100 Turbine/Generator Full Power
05/07/01 2000 1158 100.1 Turbine/Generator Full Power
05/07/01 2100 1158 100 Turbine/Generator Full Power
05/07/01 2200 1158 100 Turbine/Generator Full Power
05/07/01 2300 1158 100 Turbine/Generator Full Power
05/07/01 2400 1158 99.9 Turbine/Generator Full Power
05/08/01 0100 1158 100 Turbine/Generator Full Power
05/08/01 0200 1157 100 Turbine/Generator Full Power
05/08/01 0300 1157 100 Turbine/Generator Full Power
05/08/01 0400 1157 100 Turbine/Generator Full Power
05/08/01 0500 1157 100 Turbine/Generator Full Power
05/08/01 0600 1158 100 Turbine/Generator Full Power
05/08/01 0700 1158 100 Turbine/Generator Full Power
05/08/01 0800 1158 99.9 Turbine/Generator Full Power
05/08/01 0900 1158 100 Turbine/Generator Full Power
05/08/01 1000 1157 100 Turbine/Generator Full Power
05/08/01 1100 1157 100 Turbine/Generator Full Power
05/08/01 1200 1157 100 Turbine/Generator Full Power
05/08/01 1300 1157 100 Turbine/Generator Full Power
05/08/01 1400 1157 100 Turbine/Generator Full Power
05/08/01 1500 1157 100 Turbine/Generator Full Power
05/08/01 1600 1157 100 Turbine/Generator Full Power
05/08/01 1700 1158 100 Turbine/Generator Full Power



05/08/01 1800 1157 100 Turbine/Generator Full Power
05/08/01 1900 1158 100 Turbine/Generator Full Power
05/08/01 2000 1158 99.9 Turbine/Generator Full Power
05/08/01 2100 1157 100 Turbine/Generator Full Power
05/08/01 2200 1158 99.9 Turbine/Generator Full Power
05/08/01 2300 1157 99.9 Turbine/Generator Full Power
05/08/01 2400 1158 100 Turbine/Generator Full Power
05/09/01 0100 1158 100 Turbine/Generator Full Power
05/09/01 0200 1158 100 Turbine/Generator Full Power
05/09/01 0300 1158 100 Turbine/Generator Full Power
05/09/01 0400 1158 100 Turbine/Generator Full Power
05/09/01 0500 1158 100 Turbine/Generator Full Power
05/09/01 0600 1158 100 Turbine/Generator Full Power
05/09/01 0700 1158 100 Turbine/Generator Full Power
05/09/01 0800 1158 99.9 Turbine/Generator Full Power
05/09/01 0900 1158 100 Turbine/Generator Full Power
05/09/01 1000 1157 100 Turbine/Generator Full Power
05/09/01 1100 1157 100 Turbine/Generator Full Power
05/09/01 1200 1157 100 Turbine/Generator Full Power
05/09/01 1300 1157 100 Turbine/Generator Full Power
05/09/01 1400 1157 100 Turbine/Generator Full Power
05/09/01 1500 1157 100 Turbine/Generator Full Power
05/09/01 1600 1157 100 Turbine/Generator Full Power
05/09/01 1700 1157 100 Turbine/Generator Full Power
05/09/01 1800 1158 100 Turbine/Generator Full Power
05/09/01 1900 1157 100 Turbine/Generator Full Power
05/09/01 2000 1158 100 Turbine/Generator Full Power
05/09/01 2100 1158 100 Turbine/Generator Full Power
05/09/01 2200 1158 100 Turbine/Generator Full Power
05/09/01 2300 1158 100 Turbine/Generator Full Power
05/09/01 2400 1160 100 Turbine/Generator Full Power
05/10/01 0100 1158 100 Turbine/Generator Full Power
05/10/01 0200 1158 100 Turbine/Generator Full Power
05/10/01 0300 1157 99.9 Turbine/Generator Full Power
05/10/01 0400 1158 100 Turbine/Generator Full Power
05/10/01 0500 1158 100 Turbine/Generator Full Power
05/10/01 0600 1157 100 Turbine/Generator Full Power
05/10/01 0700 1158 100 Turbine/Generator Full Power
05/10/01 0800 1157 100 Turbine/Generator Full Power
05/10/01 0900 1157 100 Turbine/Generator Full Power
05/10/01 1000 1157 100 Turbine/Generator Full Power
05/10/01 1100 1157 100 Turbine/Generator Full Power
05/10/01 1200 1157 100 Turbine/Generator Full Power
05/10/01 1300 1157 100 Turbine/Generator Full Power
05/10/01 1400 1157 100 Turbine/Generator Full Power
05/10/01 1500 1157 100 Turbine/Generator Full Power
05/10/01 1600 1157 100 Turbine/Generator Full Power
05/10/01 1700 1157 100 Turbine/Generator Full Power
05/10/01 1800 1157 99.9 Turbine/Generator Full Power
05/10/01 1900 1157 100 Turbine/Generator Full Power
05/10/01 2000 1156 99.9 Turbine/Generator Full Power
05/10/01 2100 1156 99.9 Turbine/Generator Full Power
05/10/01 2200 1156 100 Turbine/Generator Full Power



05/10/01 2300 1155 99.9 Turbine/Generator Full Power
05/10/01 2400 1155 100 Turbine/Generator Full Power
05/11/01 0100 1157 99.9 Turbine/Generator Full Power
05/11/01 0200 1157 100 Turbine/Generator Full Power
05/11/01 0300 1156 100 Turbine/Generator Full Power
05/11/01 0400 1157 100 Turbine/Generator Full Power
05/11/01 0500 1157 100 Turbine/Generator Full Power
05/11/01 0600 1157 100 Turbine/Generator Full Power
05/11/01 0700 1156 99.9 Turbine/Generator Full Power
05/11/01 0800 1156 100 Turbine/Generator Full Power
05/11/01 0900 1156 100 Turbine/Generator Full Power
05/11/01 1000 1156 100 Turbine/Generator Full Power
05/11/01 1100 1156 100 Turbine/Generator Full Power
05/11/01 1200 1155 100.1 Turbine/Generator Full Power
05/11/01 1300 1155 99.9 Turbine/Generator Full Power
05/11/01 1400 1155 100 Turbine/Generator Full Power
05/11/01 1500 1155 100 Turbine/Generator Full Power
05/11/01 1600 1155 100 Turbine/Generator Full Power
05/11/01 1700 1156 100 Turbine/Generator Full Power
05/11/01 1800 1156 100 Turbine/Generator Full Power
05/11/01 1900 1157 99.9 Turbine/Generator Full Power
05/11/01 2000 1157 100 Turbine/Generator Full Power
05/11/01 2100 1158 99.9 Turbine/Generator Full Power
05/11/01 2200 1157 100 Turbine/Generator Full Power
05/11/01 2300 1158 99.9 Turbine/Generator Full Power
05/11/01 2400 1158 100 Turbine/Generator Full Power
05/12/01 0100 1156 99.9 Turbine/Generator Full Power
05/12/01 0200 1157 99.9 Turbine/Generator Full Power
05/12/01 0300 1157 99.9 Turbine/Generator Full Power
05/12/01 0400 1157 100 Turbine/Generator Full Power
05/12/01 0500 1157 100 Turbine/Generator Full Power
05/12/01 0600 1157 100 Turbine/Generator Full Power
05/12/01 0700 1158 100 Turbine/Generator Full Power
05/12/01 0800 1157 100 Turbine/Generator Full Power
05/12/01 0900 1157 99.9 Turbine/Generator Full Power
05/12/01 1000 1157 100 Turbine/Generator Full Power
05/12/01 1100 1157 100 Turbine/Generator Full Power
05/12/01 1200 1157 100 Turbine/Generator Full Power
05/12/01 1300 1156 100 Turbine/Generator Full Power
05/12/01 1400 1157 100 Turbine/Generator Full Power
05/12/01 1500 1157 100 Turbine/Generator Full Power
05/12/01 1600 1156 100 Turbine/Generator Full Power
05/12/01 1700 1157 100 Turbine/Generator Full Power
05/12/01 1800 1156 100 Turbine/Generator Full Power
05/12/01 1900 1157 99.9 Turbine/Generator Full Power
05/12/01 2000 1156 100 Turbine/Generator Full Power
05/12/01 2100 1158 100 Turbine/Generator Full Power
05/12/01 2200 1159 100 Turbine/Generator Full Power
05/12/01 2300 1157 100 Turbine/Generator Full Power
05/12/01 2400 1157 100 Turbine/Generator Full Power
05/13/01 0100 1158 100 Turbine/Generator Full Power
05/13/01 0200 1157 100 Turbine/Generator Full Power
05/13/01 0300 1157 100 Turbine/Generator Full Power



05/13/01 0400 1158 100 Turbine/Generator Full Power
05/13/01 0500 1159 100 Turbine/Generator Full Power
05/13/01 0600 1158 100 Turbine/Generator Full Power
05/13/01 0700 1159 100 Turbine/Generator Full Power
05/13/01 0800 1157 100 Turbine/Generator Full Power
05/13/01 0900 1157 100 Turbine/Generator Full Power
05/13/01 1000 1157 100 Turbine/Generator Full Power
05/13/01 1100 1157 100 Turbine/Generator Full Power
05/13/01 1200 1157 99.9 Turbine/Generator Full Power
05/13/01 1300 1157 100 Turbine/Generator Full Power
05/13/01 1400 1157 100 Turbine/Generator Full Power
05/13/01 1500 1157 99.9 Turbine/Generator Full Power
05/13/01 1600 1157 100 Turbine/Generator Full Power
05/13/01 1700 1157 100 Turbine/Generator Full Power
05/13/01 1800 1157 100 Turbine/Generator Full Power
05/13/01 1900 1158 100 Turbine/Generator Full Power
05/13/01 2000 1157 100 Turbine/Generator Full Power
05/13/01 2100 1158 100 Turbine/Generator Full Power
05/13/01 2200 1158 100 Turbine/Generator Full Power
05/13/01 2300 1158 100 Turbine/Generator Full Power
05/13/01 2400 1157 100 Turbine/Generator Full Power
05/14/01 0100 1158 100 Turbine/Generator Full Power
05/14/01 0200 1159 100 Turbine/Generator Full Power
05/14/01 0300 1157 100 Turbine/Generator Full Power
05/14/01 0400 1158 99.9 Turbine/Generator Full Power
05/14/01 0500 1157 100 Turbine/Generator Full Power
05/14/01 0600 1158 99.9 Turbine/Generator Full Power
05/14/01 0700 1158 100 Turbine/Generator Full Power
05/14/01 0800 1158 100 Turbine/Generator Full Power
05/14/01 0900 1158 99.9 Turbine/Generator Full Power
05/14/01 1000 1158 100 Turbine/Generator Full Power
05/14/01 1100 1156 100 Turbine/Generator Full Power
05/14/01 1200 1156 100 Turbine/Generator Full Power
05/14/01 1300 1158 100 Turbine/Generator Full Power
05/14/01 1400 1158 100 Turbine/Generator Full Power
05/14/01 1500 1158 100 Turbine/Generator Full Power
05/14/01 1600 1157 100 Turbine/Generator Full Power
05/14/01 1700 1158 99.9 Turbine/Generator Full Power
05/14/01 1800 1158 100 Turbine/Generator Full Power
05/14/01 1900 1158 100 Turbine/Generator Full Power
05/14/01 2000 1158 99.9 Turbine/Generator Full Power
05/14/01 2100 1158 100 Turbine/Generator Full Power
05/14/01 2200 1157 99.9 Turbine/Generator Full Power
05/14/01 2300 1158 99.9 Turbine/Generator Full Power
05/14/01 2400 1158 99.9 Turbine/Generator Full Power
05/15/01 0100 1158 100 Turbine/Generator Full Power
05/15/01 0200 1158 100 Turbine/Generator Full Power
05/15/01 0300 1158 100 Turbine/Generator Full Power
05/15/01 0400 1158 100 Turbine/Generator Full Power
05/15/01 0500 1158 100 Turbine/Generator Full Power
05/15/01 0600 1158 100 Turbine/Generator Full Power
05/15/01 0700 1157 100 Turbine/Generator Full Power
05/15/01 0800 1158 100 Turbine/Generator Full Power



05/15/01 0900 1158 100 Turbine/Generator Full Power
05/15/01 1000 1158 100 Turbine/Generator Full Power
05/15/01 1100 1158 100 Turbine/Generator Full Power
05/15/01 1200 1158 100 Turbine/Generator Full Power
05/15/01 1300 1158 100 Turbine/Generator Full Power
05/15/01 1400 1158 100 Turbine/Generator Full Power
05/15/01 1500 1157 100 Turbine/Generator Full Power
05/15/01 1600 1156 100 Turbine/Generator Full Power
05/15/01 1700 1156 99.9 Turbine/Generator Full Power
05/15/01 1800 1157 100 Turbine/Generator Full Power
05/15/01 1900 1157 99.9 Turbine/Generator Full Power
05/15/01 2000 1156 100 Turbine/Generator Full Power
05/15/01 2100 1156 99.9 Turbine/Generator Full Power
05/15/01 2200 1157 100 Turbine/Generator Full Power
05/15/01 2300 1157 100 Turbine/Generator Full Power
05/15/01 2400 1157 100 Turbine/Generator Full Power
05/16/01 0100 1156 100 Turbine/Generator Full Power
05/16/01 0200 1157 100 Turbine/Generator Full Power
05/16/01 0300 1157 100.3 Turbine/Generator Full Power
05/16/01 0400 1156 100.3 Turbine/Generator Full Power
05/16/01 0500 1157 100.3 Turbine/Generator Full Power
05/16/01 0600 1157 100 Turbine/Generator Full Power
05/16/01 0700 1157 99.9 Turbine/Generator Full Power
05/16/01 0800 1158 100 Turbine/Generator Full Power
05/16/01 0900 1157 100 Turbine/Generator Full Power
05/16/01 1000 1156 100 Turbine/Generator Full Power
05/16/01 1100 1155 99.9 Turbine/Generator Full Power
05/16/01 1200 1154 99.9 Turbine/Generator Full Power
05/16/01 1300 1154 100 Turbine/Generator Full Power
05/16/01 1400 1157 99.9 Turbine/Generator Full Power
05/16/01 1500 1157 99.9 Turbine/Generator Full Power
05/16/01 1600 1157 99.9 Turbine/Generator Full Power
05/16/01 1700 1157 100 Turbine/Generator Full Power
05/16/01 1800 1157 99.9 Turbine/Generator Full Power
05/16/01 1900 1157 99.9 Turbine/Generator Full Power
05/16/01 2000 1157 100 Turbine/Generator Full Power
05/16/01 2100 1157 100 Turbine/Generator Full Power
05/16/01 2200 1157 99.9 Turbine/Generator Full Power
05/16/01 2300 1157 99.9 Turbine/Generator Full Power
05/16/01 2400 1157 100 Turbine/Generator Full Power
05/17/01 0100 1158 100 Turbine/Generator Full Power
05/17/01 0200 1157 100 Turbine/Generator Full Power
05/17/01 0300 1158 100 Turbine/Generator Full Power
05/17/01 0400 1158 100 Turbine/Generator Full Power
05/17/01 0500 1158 100 Turbine/Generator Full Power
05/17/01 0600 1157 99.9 Turbine/Generator Full Power
05/17/01 0700 1157 99.9 Turbine/Generator Full Power
05/17/01 0800 1158 99.9 Turbine/Generator Full Power
05/17/01 0900 1157 99.9 Turbine/Generator Full Power
05/17/01 1000 1157 100 Turbine/Generator Full Power
05/17/01 1100 1158 100 Turbine/Generator Full Power
05/17/01 1200 1158 100 Turbine/Generator Full Power
05/17/01 1300 1157 100 Turbine/Generator Full Power



05/17/01 1400 1158 99.9 Turbine/Generator Full Power
05/17/01 1500 1158 100 Turbine/Generator Full Power
05/17/01 1600 1158 100 Turbine/Generator Full Power
05/17/01 1700 1158 99.9 Turbine/Generator Full Power
05/17/01 1800 1156 100 Turbine/Generator Full Power
05/17/01 1900 1157 100 Turbine/Generator Full Power
05/17/01 2000 1158 100 Turbine/Generator Full Power
05/17/01 2100 1157 100 Turbine/Generator Full Power
05/17/01 2200 1161 100 Turbine/Generator Full Power
05/17/01 2300 1157 100 Turbine/Generator Full Power
05/17/01 2400 1158 100 Turbine/Generator Full Power
05/18/01 0100 1159 99.9 Turbine/Generator Full Power
05/18/01 0200 1155 100.1 Turbine/Generator Full Power
05/18/01 0300 1157 100 Turbine/Generator Full Power
05/18/01 0400 1157 100 Turbine/Generator Full Power
05/18/01 0500 1157 99.9 Turbine/Generator Full Power
05/18/01 0600 1157 100 Turbine/Generator Full Power
05/18/01 0700 1157 100 Turbine/Generator Full Power
05/18/01 0800 1157 100 Turbine/Generator Full Power
05/18/01 0900 1156 99.9 Turbine/Generator Full Power
05/18/01 1000 1157 100 Turbine/Generator Full Power
05/18/01 1100 1156 100 Turbine/Generator Full Power
05/18/01 1200 1156 100 Turbine/Generator Full Power
05/18/01 1300 1156 100 Turbine/Generator Full Power
05/18/01 1400 1156 100 Turbine/Generator Full Power
05/18/01 1500 1156 99.9 Turbine/Generator Full Power
05/18/01 1600 1156 100 Turbine/Generator Full Power
05/18/01 1700 1156 100 Turbine/Generator Full Power
05/18/01 1800 1156 100 Turbine/Generator Full Power
05/18/01 1900 1156 100 Turbine/Generator Full Power
05/18/01 2000 1156 100 Turbine/Generator Full Power
05/18/01 2100 1156 100.1 Turbine/Generator Full Power
05/18/01 2200 1157 100 Turbine/Generator Full Power
05/18/01 2300 1156 100 Turbine/Generator Full Power
05/18/01 2400 1157 100 Turbine/Generator Full Power
05/19/01 0100 1156 100 Turbine/Generator Full Power
05/19/01 0200 1155 100 Turbine/Generator Full Power
05/19/01 0300 1156 100 Turbine/Generator Full Power
05/19/01 0400 1155 100 Turbine/Generator Full Power
05/19/01 0500 1156 100 Turbine/Generator Full Power
05/19/01 0600 1158 99.9 Turbine/Generator Full Power
05/19/01 0700 1158 100 Turbine/Generator Full Power
05/19/01 0800 1156 100 Turbine/Generator Full Power
05/19/01 0900 1156 100 Turbine/Generator Full Power
05/19/01 1000 1156 100 Turbine/Generator Full Power
05/19/01 1100 1156 100 Turbine/Generator Full Power
05/19/01 1200 1156 100 Turbine/Generator Full Power
05/19/01 1300 1155 100 Turbine/Generator Full Power
05/19/01 1400 1156 100 Turbine/Generator Full Power
05/19/01 1500 1156 100 Turbine/Generator Full Power
05/19/01 1600 1156 100 Turbine/Generator Full Power
05/19/01 1700 1156 99.9 Turbine/Generator Full Power
05/19/01 1800 1156 100 Turbine/Generator Full Power



05/19/01 1900 1156 100 Turbine/Generator Full Power
05/19/01 2000 1156 99.9 Turbine/Generator Full Power
05/19/01 2100 1157 100 Turbine/Generator Full Power
05/19/01 2200 1155 100 Turbine/Generator Full Power
05/19/01 2300 1156 100 Turbine/Generator Full Power
05/19/01 2400 1157 100 Turbine/Generator Full Power
05/20/01 0100 1158 100 Turbine/Generator Full Power
05/20/01 0200 1157 100 Turbine/Generator Full Power
05/20/01 0300 1157 100.1 Turbine/Generator Full Power
05/20/01 0400 1157 100 Turbine/Generator Full Power
05/20/01 0500 1157 100 Turbine/Generator Full Power
05/20/01 0600 1157 100 Turbine/Generator Full Power
05/20/01 0700 1157 100 Turbine/Generator Full Power
05/20/01 0800 1157 100 Turbine/Generator Full Power
05/20/01 0900 1156 100 Turbine/Generator Full Power
05/20/01 1000 1156 100 Turbine/Generator Full Power
05/20/01 1100 1156 100 Turbine/Generator Full Power
05/20/01 1200 1156 100 Turbine/Generator Full Power
05/20/01 1300 1155 100 Turbine/Generator Full Power
05/20/01 1400 1155 100 Turbine/Generator Full Power
05/20/01 1500 1154 100 Turbine/Generator Full Power
05/20/01 1600 1154 100 Turbine/Generator Full Power
05/20/01 1700 1156 99.9 Turbine/Generator Full Power
05/20/01 1800 1154 100 Turbine/Generator Full Power
05/20/01 1900 1155 100 Turbine/Generator Full Power
05/20/01 2000 1156 100 Turbine/Generator Full Power
05/20/01 2100 1155 100.1 Turbine/Generator Full Power
05/20/01 2200 1155 100 Turbine/Generator Full Power
05/20/01 2300 1156 100 Turbine/Generator Full Power
05/20/01 2400 1157 100 Turbine/Generator Full Power
05/21/01 0100 1156 99.9 Turbine/Generator Full Power
05/21/01 0200 1157 100 Turbine/Generator Full Power
05/21/01 0300 1156 100.1 Turbine/Generator Full Power
05/21/01 0400 1157 100 Turbine/Generator Full Power
05/21/01 0500 1155 100 Turbine/Generator Full Power
05/21/01 0600 1155 100 Turbine/Generator Full Power
05/21/01 0700 1156 99.9 Turbine/Generator Full Power
05/21/01 0800 1156 100 Turbine/Generator Full Power
05/21/01 0900 1155 100 Turbine/Generator Full Power
05/21/01 1000 1155 100 Turbine/Generator Full Power
05/21/01 1100 1155 100 Turbine/Generator Full Power
05/21/01 1200 1155 100 Turbine/Generator Full Power
05/21/01 1300 1156 100 Turbine/Generator Full Power
05/21/01 1400 1156 100 Turbine/Generator Full Power
05/21/01 1500 1156 100 Turbine/Generator Full Power
05/21/01 1600 1155 100 Turbine/Generator Full Power
05/21/01 1700 1155 100 Turbine/Generator Full Power
05/21/01 1800 1155 100 Turbine/Generator Full Power
05/21/01 1900 1155 100 Turbine/Generator Full Power
05/21/01 2000 1155 100 Turbine/Generator Full Power
05/21/01 2100 1155 100 Turbine/Generator Full Power
05/21/01 2200 1155 100 Turbine/Generator Full Power
05/21/01 2300 1155 100 Turbine/Generator Full Power



05/21/01 2400 1155 100 Turbine/Generator Full Power
05/22/01 0100 1155 100 Turbine/Generator Full Power
05/22/01 0200 1154 100 Turbine/Generator Full Power
05/22/01 0300 1155 100 Turbine/Generator Full Power
05/22/01 0400 1155 100 Turbine/Generator Full Power
05/22/01 0500 1155 100 Turbine/Generator Full Power
05/22/01 0600 1155 100 Turbine/Generator Full Power
05/22/01 0700 1155 100 Turbine/Generator Full Power
05/22/01 0800 1156 100 Turbine/Generator Full Power
05/22/01 0900 1156 100 Turbine/Generator Full Power
05/22/01 1000 1156 100 Turbine/Generator Full Power
05/22/01 1100 1156 100 Turbine/Generator Full Power
05/22/01 1200 1156 100 Turbine/Generator Full Power
05/22/01 1300 1156 100 Turbine/Generator Full Power
05/22/01 1400 1156 100 Turbine/Generator Full Power
05/22/01 1500 1156 100 Turbine/Generator Full Power
05/22/01 1600 1155 99.9 Turbine/Generator Full Power
05/22/01 1700 1155 100 Turbine/Generator Full Power
05/22/01 1800 1155 99.9 Turbine/Generator Full Power
05/22/01 1900 1156 100 Turbine/Generator Full Power
05/22/01 2000 1156 99.9 Turbine/Generator Full Power
05/22/01 2100 1156 100 Turbine/Generator Full Power
05/22/01 2200 1156 99.9 Turbine/Generator Full Power
05/22/01 2300 1156 100 Turbine/Generator Full Power
05/22/01 2400 1156 100 Turbine/Generator Full Power
05/23/01 0100 1155 99.9 Turbine/Generator Full Power
05/23/01 0200 1155 100 Turbine/Generator Full Power
05/23/01 0300 1156 100.1 Turbine/Generator Full Power
05/23/01 0400 1156 100 Turbine/Generator Full Power
05/23/01 0500 1156 100 Turbine/Generator Full Power
05/23/01 0600 1155 100 Turbine/Generator Full Power
05/23/01 0700 1155 100 Turbine/Generator Full Power
05/23/01 0800 1156 100 Turbine/Generator Full Power
05/23/01 0900 1156 99.9 Turbine/Generator Full Power
05/23/01 1000 1156 99.9 Turbine/Generator Full Power
05/23/01 1100 1156 100 Turbine/Generator Full Power
05/23/01 1200 1157 99.9 Turbine/Generator Full Power
05/23/01 1300 1156 100 Turbine/Generator Full Power
05/23/01 1400 1156 99.9 Turbine/Generator Full Power
05/23/01 1500 1157 100 Turbine/Generator Full Power
05/23/01 1600 1156 100 Turbine/Generator Full Power
05/23/01 1700 1156 100 Turbine/Generator Full Power
05/23/01 1800 1156 100 Turbine/Generator Full Power
05/23/01 1900 1157 100 Turbine/Generator Full Power
05/23/01 2000 1156 100 Turbine/Generator Full Power
05/23/01 2100 1156 100 Turbine/Generator Full Power
05/23/01 2200 1156 100 Turbine/Generator Full Power
05/23/01 2300 1157 100 Turbine/Generator Full Power
05/23/01 2400 1157 100 Turbine/Generator Full Power
05/24/01 0100 1156 100 Turbine/Generator Full Power
05/24/01 0200 1157 100 Turbine/Generator Full Power
05/24/01 0300 1156 99.9 Turbine/Generator Full Power
05/24/01 0400 1157 100 Turbine/Generator Full Power



05/24/01 0500 1157 99.9 Turbine/Generator Full Power
05/24/01 0600 1157 100 Turbine/Generator Full Power
05/24/01 0700 1157 99.9 Turbine/Generator Full Power
05/24/01 0800 1157 99.9 Turbine/Generator Full Power
05/24/01 0900 1157 100 Turbine/Generator Full Power
05/24/01 1000 1157 99.9 Turbine/Generator Full Power
05/24/01 1100 1157 100 Turbine/Generator Full Power
05/24/01 1200 1157 100 Turbine/Generator Full Power
05/24/01 1300 1156 100 Turbine/Generator Full Power
05/24/01 1400 1156 100 Turbine/Generator Full Power
05/24/01 1500 1156 99.9 Turbine/Generator Full Power
05/24/01 1600 1156 100 Turbine/Generator Full Power
05/24/01 1700 1156 100 Turbine/Generator Full Power
05/24/01 1800 1155 100 Turbine/Generator Full Power
05/24/01 1900 1156 100 Turbine/Generator Full Power
05/24/01 2000 1156 99.9 Turbine/Generator Full Power
05/24/01 2100 1156 100 Turbine/Generator Full Power
05/24/01 2200 1156 100 Turbine/Generator Full Power
05/24/01 2300 1156 100 Turbine/Generator Full Power
05/24/01 2400 1157 100 Turbine/Generator Full Power
05/25/01 0100 1156 100 Turbine/Generator Full Power
05/25/01 0200 1156 100 Turbine/Generator Full Power
05/25/01 0300 1156 100 Turbine/Generator Full Power
05/25/01 0400 1156 100 Turbine/Generator Full Power
05/25/01 0500 1156 100 Turbine/Generator Full Power
05/25/01 0600 1156 100 Turbine/Generator Full Power
05/25/01 0700 1155 100 Turbine/Generator Full Power
05/25/01 0800 1155 99.9 Turbine/Generator Full Power
05/25/01 0900 1156 100 Turbine/Generator Full Power
05/25/01 1000 1155 100 Turbine/Generator Full Power
05/25/01 1100 1156 100 Turbine/Generator Full Power
05/25/01 1200 1157 100 Turbine/Generator Full Power
05/25/01 1300 1156 99.9 Turbine/Generator Full Power
05/25/01 1400 1156 99.9 Turbine/Generator Full Power
05/25/01 1500 1156 100 Turbine/Generator Full Power
05/25/01 1600 1155 100 Turbine/Generator Full Power
05/25/01 1700 1156 100 Turbine/Generator Full Power
05/25/01 1800 1156 99.9 Turbine/Generator Full Power
05/25/01 1900 1155 100 Turbine/Generator Full Power
05/25/01 2000 1155 100 Turbine/Generator Full Power
05/25/01 2100 1155 100 Turbine/Generator Full Power
05/25/01 2200 1155 100 Turbine/Generator Full Power
05/25/01 2300 1155 99.9 Turbine/Generator Full Power
05/25/01 2400 1156 100 Turbine/Generator Full Power
05/26/01 0100 1156 99.9 Turbine/Generator Full Power
05/26/01 0200 1156 100 Turbine/Generator Full Power
05/26/01 0300 1156 100 Turbine/Generator Full Power
05/26/01 0400 1156 100 Turbine/Generator Full Power
05/26/01 0500 1156 100 Turbine/Generator Full Power
05/26/01 0600 1157 100 Turbine/Generator Full Power
05/26/01 0700 1155 100 Turbine/Generator Full Power
05/26/01 0800 1154 100 Turbine/Generator Full Power
05/26/01 0900 1154 99.9 Turbine/Generator Full Power



05/26/01 1000 1154 100 Turbine/Generator Full Power
05/26/01 1100 1153 99.9 Turbine/Generator Full Power
05/26/01 1200 1153 100 Turbine/Generator Full Power
05/26/01 1300 1153 100 Turbine/Generator Full Power
05/26/01 1400 1154 100 Turbine/Generator Full Power
05/26/01 1500 1154 100 Turbine/Generator Full Power
05/26/01 1600 1154 100 Turbine/Generator Full Power
05/26/01 1700 1153 100 Turbine/Generator Full Power
05/26/01 1800 1153 100 Turbine/Generator Full Power
05/26/01 1900 1153 100 Turbine/Generator Full Power
05/26/01 2000 1153 100 Turbine/Generator Full Power
05/26/01 2100 1152 99.9 Turbine/Generator Full Power
05/26/01 2200 1153 100 Turbine/Generator Full Power
05/26/01 2300 1152 99.9 Turbine/Generator Full Power
05/26/01 2400 1152 100 Turbine/Generator Full Power
05/27/01 0100 1153 99.9 Turbine/Generator Full Power
05/27/01 0200 1152 99.9 Turbine/Generator Full Power
05/27/01 0300 1153 100 Turbine/Generator Full Power
05/27/01 0400 1153 100 Turbine/Generator Full Power
05/27/01 0500 1153 99.9 Turbine/Generator Full Power
05/27/01 0600 1153 100 Turbine/Generator Full Power
05/27/01 0700 1153 100 Turbine/Generator Full Power
05/27/01 0800 1153 99.9 Turbine/Generator Full Power
05/27/01 0900 1153 100 Turbine/Generator Full Power
05/27/01 1000 1152 100 Turbine/Generator Full Power
05/27/01 1100 1153 100 Turbine/Generator Full Power
05/27/01 1200 1152 100 Turbine/Generator Full Power
05/27/01 1300 1154 100 Turbine/Generator Full Power
05/27/01 1400 1154 99.9 Turbine/Generator Full Power
05/27/01 1500 1154 100 Turbine/Generator Full Power
05/27/01 1600 1154 99.9 Turbine/Generator Full Power
05/27/01 1700 1154 99.9 Turbine/Generator Full Power
05/27/01 1800 1154 100 Turbine/Generator Full Power
05/27/01 1900 1154 100 Turbine/Generator Full Power
05/27/01 2000 1154 100 Turbine/Generator Full Power
05/27/01 2100 1154 100 Turbine/Generator Full Power
05/27/01 2200 1154 100 Turbine/Generator Full Power
05/27/01 2300 1154 100 Turbine/Generator Full Power
05/27/01 2400 1156 100 Turbine/Generator Full Power
05/28/01 0100 1156 100 Turbine/Generator Full Power
05/28/01 0200 1157 100 Turbine/Generator Full Power
05/28/01 0300 1156 99.9 Turbine/Generator Full Power
05/28/01 0400 1156 100 Turbine/Generator Full Power
05/28/01 0500 1157 99.9 Turbine/Generator Full Power
05/28/01 0600 1157 100 Turbine/Generator Full Power
05/28/01 0700 1156 100 Turbine/Generator Full Power
05/28/01 0800 1156 99.9 Turbine/Generator Full Power
05/28/01 0900 1155 100 Turbine/Generator Full Power
05/28/01 1000 1154 100 Turbine/Generator Full Power
05/28/01 1100 1154 100 Turbine/Generator Full Power
05/28/01 1200 1154 100.1 Turbine/Generator Full Power
05/28/01 1300 1155 100 Turbine/Generator Full Power
05/28/01 1400 1155 100 Turbine/Generator Full Power



05/28/01 1500 1156 100 Turbine/Generator Full Power
05/28/01 1600 1155 100 Turbine/Generator Full Power
05/28/01 1700 1156 100.1 Turbine/Generator Full Power
05/28/01 1800 1156 100 Turbine/Generator Full Power
05/28/01 1900 1155 100 Turbine/Generator Full Power
05/28/01 2000 1155 99.9 Turbine/Generator Full Power
05/28/01 2100 1155 100 Turbine/Generator Full Power
05/28/01 2200 1155 100 Turbine/Generator Full Power
05/28/01 2300 1155 100 Turbine/Generator Full Power
05/28/01 2400 1156 100 Turbine/Generator Full Power
05/29/01 0100 1156 100 Turbine/Generator Full Power
05/29/01 0200 1156 100 Turbine/Generator Full Power
05/29/01 0300 1155 100 Turbine/Generator Full Power
05/29/01 0400 1156 100 Turbine/Generator Full Power
05/29/01 0500 1156 100 Turbine/Generator Full Power
05/29/01 0600 1156 100 Turbine/Generator Full Power
05/29/01 0700 1156 100 Turbine/Generator Full Power
05/29/01 0800 1156 99.9 Turbine/Generator Full Power
05/29/01 0900 1155 100.1 Turbine/Generator Full Power
05/29/01 1000 1155 100 Turbine/Generator Full Power
05/29/01 1100 1155 100 Turbine/Generator Full Power
05/29/01 1200 1154 100 Turbine/Generator Full Power
05/29/01 1300 1154 99.9 Turbine/Generator Full Power
05/29/01 1400 1155 100 Turbine/Generator Full Power
05/29/01 1500 1155 99.9 Turbine/Generator Full Power
05/29/01 1600 1156 100 Turbine/Generator Full Power
05/29/01 1700 1156 100 Turbine/Generator Full Power
05/29/01 1800 1156 99.9 Turbine/Generator Full Power
05/29/01 1900 1156 99.9 Turbine/Generator Full Power
05/29/01 2000 1156 99.9 Turbine/Generator Full Power
05/29/01 2100 1156 100 Turbine/Generator Full Power
05/29/01 2200 1156 100 Turbine/Generator Full Power
05/29/01 2300 1156 100 Turbine/Generator Full Power
05/29/01 2400 1156 100 Turbine/Generator Full Power
05/30/01 0100 1156 100 Turbine/Generator Full Power
05/30/01 0200 1156 100 Turbine/Generator Full Power
05/30/01 0300 1156 100 Turbine/Generator Full Power
05/30/01 0400 1156 100 Turbine/Generator Full Power
05/30/01 0500 1156 99.9 Turbine/Generator Full Power
05/30/01 0600 1156 100 Turbine/Generator Full Power
05/30/01 0700 1156 99.9 Turbine/Generator Full Power
05/30/01 0800 1154 100 Turbine/Generator Full Power
05/30/01 0900 1154 99.9 Turbine/Generator Full Power
05/30/01 1000 1154 99.9 Turbine/Generator Full Power
05/30/01 1100 1154 99.9 Turbine/Generator Full Power
05/30/01 1200 1154 100 Turbine/Generator Full Power
05/30/01 1300 1154 100 Turbine/Generator Full Power
05/30/01 1400 1154 100 Turbine/Generator Full Power
05/30/01 1500 1154 100 Turbine/Generator Full Power
05/30/01 1600 1154 100 Turbine/Generator Full Power
05/30/01 1700 1154 100 Turbine/Generator Full Power
05/30/01 1800 1154 100 Turbine/Generator Full Power
05/30/01 1900 1154 100 Turbine/Generator Full Power



05/30/01 2000 1154 100 Turbine/Generator Full Power
05/30/01 2100 1155 100 Turbine/Generator Full Power
05/30/01 2200 1154 100 Turbine/Generator Full Power
05/30/01 2300 1155 100 Turbine/Generator Full Power
05/30/01 2400 1155 100 Turbine/Generator Full Power
05/31/01 0100 1153 100 Turbine/Generator Full Power
05/31/01 0200 1154 100 Turbine/Generator Full Power
05/31/01 0300 1154 100 Turbine/Generator Full Power
05/31/01 0400 1154 99.9 Turbine/Generator Full Power
05/31/01 0500 1149 99.5 Turbine/Generator Full Power
05/31/01 0600 1151 99.8 Turbine/Generator Full Power
05/31/01 0700 1153 99.9 Turbine/Generator Full Power
05/31/01 0800 1154 99.9 Turbine/Generator Full Power
05/31/01 0900 1153 100.1 Turbine/Generator Full Power
05/31/01 1000 1153 100 Turbine/Generator Full Power
05/31/01 1100 1154 100 Turbine/Generator Full Power
05/31/01 1200 1153 100 Turbine/Generator Full Power
05/31/01 1300 1152 100 Turbine/Generator Full Power
05/31/01 1400 1152 100 Turbine/Generator Full Power
05/31/01 1500 1152 100 Turbine/Generator Full Power
05/31/01 1600 1150 99.7 Turbine/Generator Full Power
05/31/01 1700 1152 99.9 Turbine/Generator Full Power
05/31/01 1800 1154 100 Turbine/Generator Full Power
05/31/01 1900 1154 100 Turbine/Generator Full Power
05/31/01 2000 1155 100 Turbine/Generator Full Power
05/31/01 2100 1154 100 Turbine/Generator Full Power
05/31/01 2200 1154 100 Turbine/Generator Full Power
05/31/01 2300 1155 100 Turbine/Generator Full Power
05/31/01 2400 1154 100 Turbine/Generator Full Power
06/01/01 0100 1154 100 Turbine/Generator Full Power
06/01/01 0200 1153 100 Turbine/Generator Full Power
06/01/01 0300 1154 100 Turbine/Generator Full Power
06/01/01 0400 1153 100 Turbine/Generator Full Power
06/01/01 0500 1154 100 Turbine/Generator Full Power
06/01/01 0600 1154 100 Turbine/Generator Full Power
06/01/01 0700 1154 100 Turbine/Generator Full Power
06/01/01 0800 1154 100 Turbine/Generator Full Power
06/01/01 0900 1154 100 Turbine/Generator Full Power
06/01/01 1000 1154 100 Turbine/Generator Full Power
06/01/01 1100 1153 100 Turbine/Generator Full Power
06/01/01 1200 1153 100 Turbine/Generator Full Power
06/01/01 1300 1152 100 Turbine/Generator Full Power
06/01/01 1400 1152 100 Turbine/Generator Full Power
06/01/01 1500 1152 100 Turbine/Generator Full Power
06/01/01 1600 1152 100 Turbine/Generator Full Power
06/01/01 1700 1153 100 Turbine/Generator Full Power
06/01/01 1800 1153 100 Turbine/Generator Full Power
06/01/01 1900 1155 100 Turbine/Generator Full Power
06/01/01 2000 1154 100 Turbine/Generator Full Power
06/01/01 2100 1155 100 Turbine/Generator Full Power
06/01/01 2200 1155 100 Turbine/Generator Full Power
06/01/01 2300 1154 100 Turbine/Generator Full Power
06/01/01 2400 1154 100 Turbine/Generator Full Power



06/02/01 0100 1152 100 Turbine/Generator Full Power
06/02/01 0200 1153 100 Turbine/Generator Full Power
06/02/01 0300 1154 100 Turbine/Generator Full Power
06/02/01 0400 1155 100 Turbine/Generator Full Power
06/02/01 0500 1153 100 Turbine/Generator Full Power
06/02/01 0600 1154 100 Turbine/Generator Full Power
06/02/01 0700 1154 100 Turbine/Generator Full Power
06/02/01 0800 1154 100 Turbine/Generator Full Power
06/02/01 0900 1154 100 Turbine/Generator Full Power
06/02/01 1000 1155 100 Turbine/Generator Full Power
06/02/01 1100 1154 100 Turbine/Generator Full Power
06/02/01 1200 1155 100 Turbine/Generator Full Power
06/02/01 1300 1155 100 Turbine/Generator Full Power
06/02/01 1400 1156 100 Turbine/Generator Full Power
06/02/01 1500 1153 100 Turbine/Generator Full Power
06/02/01 1600 1154 100 Turbine/Generator Full Power
06/02/01 1700 1155 100 Turbine/Generator Full Power
06/02/01 1800 1156 100 Turbine/Generator Full Power
06/02/01 1900 1155 100 Turbine/Generator Full Power
06/02/01 2000 1155 100 Turbine/Generator Full Power
06/02/01 2100 1155 100 Turbine/Generator Full Power
06/02/01 2200 1154 100 Turbine/Generator Full Power
06/02/01 2300 1154 100 Turbine/Generator Full Power
06/02/01 2400 1154 100 Turbine/Generator Full Power
06/03/01 0100 1154 100 Turbine/Generator Full Power
06/03/01 0200 1154 100 Turbine/Generator Full Power
06/03/01 0300 1154 100 Turbine/Generator Full Power
06/03/01 0400 1155 100 Turbine/Generator Full Power
06/03/01 0500 1154 100 Turbine/Generator Full Power
06/03/01 0600 1156 100 Turbine/Generator Full Power
06/03/01 0700 1156 100 Turbine/Generator Full Power
06/03/01 0800 1155 100 Turbine/Generator Full Power
06/03/01 0900 1155 100 Turbine/Generator Full Power
06/03/01 1000 1156 100 Turbine/Generator Full Power
06/03/01 1100 1156 100 Turbine/Generator Full Power
06/03/01 1200 1156 99.9 Turbine/Generator Full Power
06/03/01 1300 1155 100 Turbine/Generator Full Power
06/03/01 1400 1155 100 Turbine/Generator Full Power
06/03/01 1500 1155 100 Turbine/Generator Full Power
06/03/01 1600 1155 100 Turbine/Generator Full Power
06/03/01 1700 1156 100 Turbine/Generator Full Power
06/03/01 1800 1155 100 Turbine/Generator Full Power
06/03/01 1900 1156 100 Turbine/Generator Full Power
06/03/01 2000 1155 100 Turbine/Generator Full Power
06/03/01 2100 1155 100 Turbine/Generator Full Power
06/03/01 2200 1156 100 Turbine/Generator Full Power
06/03/01 2300 1156 100 Turbine/Generator Full Power
06/03/01 2400 1155 100 Turbine/Generator Full Power
06/04/01 0100 1155 100 Turbine/Generator Full Power
06/04/01 0200 1155 100 Turbine/Generator Full Power
06/04/01 0300 1155 100 Turbine/Generator Full Power
06/04/01 0400 1155 100 Turbine/Generator Full Power
06/04/01 0500 1154 100 Turbine/Generator Full Power



06/04/01 0600 1155 100 Turbine/Generator Full Power
06/04/01 0700 1156 100 Turbine/Generator Full Power
06/04/01 0800 1155 100 Turbine/Generator Full Power
06/04/01 0900 1155 100 Turbine/Generator Full Power
06/04/01 1000 1155 100 Turbine/Generator Full Power
06/04/01 1100 1155 100 Turbine/Generator Full Power
06/04/01 1200 1156 99.9 Turbine/Generator Full Power
06/04/01 1300 1154 100 Turbine/Generator Full Power
06/04/01 1400 1154 100 Turbine/Generator Full Power
06/04/01 1500 1154 100 Turbine/Generator Full Power
06/04/01 1600 1153 99.9 Turbine/Generator Full Power
06/04/01 1700 1154 100 Turbine/Generator Full Power
06/04/01 1800 1154 99.9 Turbine/Generator Full Power
06/04/01 1900 1155 99.9 Turbine/Generator Full Power
06/04/01 2000 1154 99.9 Turbine/Generator Full Power
06/04/01 2100 1155 100 Turbine/Generator Full Power
06/04/01 2200 1155 99.9 Turbine/Generator Full Power
06/04/01 2300 1155 100 Turbine/Generator Full Power
06/04/01 2400 1155 100 Turbine/Generator Full Power
06/05/01 0100 1155 100 Turbine/Generator Full Power
06/05/01 0200 1155 100 Turbine/Generator Full Power
06/05/01 0300 1155 100 Turbine/Generator Full Power
06/05/01 0400 1155 100 Turbine/Generator Full Power
06/05/01 0500 1155 100 Turbine/Generator Full Power
06/05/01 0600 1155 100 Turbine/Generator Full Power
06/05/01 0700 1155 100 Turbine/Generator Full Power
06/05/01 0800 1155 100 Turbine/Generator Full Power
06/05/01 0900 1155 100 Turbine/Generator Full Power
06/05/01 1000 1155 100 Turbine/Generator Full Power
06/05/01 1100 1154 100 Turbine/Generator Full Power
06/05/01 1200 1154 100 Turbine/Generator Full Power
06/05/01 1300 1154 99.9 Turbine/Generator Full Power
06/05/01 1400 1155 100 Turbine/Generator Full Power
06/05/01 1500 1154 100 Turbine/Generator Full Power
06/05/01 1600 1155 100 Turbine/Generator Full Power
06/05/01 1700 1155 100 Turbine/Generator Full Power
06/05/01 1800 1155 100 Turbine/Generator Full Power
06/05/01 1900 1155 99.9 Turbine/Generator Full Power
06/05/01 2000 1155 99.9 Turbine/Generator Full Power
06/05/01 2100 1155 100 Turbine/Generator Full Power
06/05/01 2200 1155 99.9 Turbine/Generator Full Power
06/05/01 2300 1155 100 Turbine/Generator Full Power
06/05/01 2400 1155 100 Turbine/Generator Full Power
06/06/01 0100 1155 100 Turbine/Generator Full Power
06/06/01 0200 1155 100 Turbine/Generator Full Power
06/06/01 0300 1155 100 Turbine/Generator Full Power
06/06/01 0400 1155 100 Turbine/Generator Full Power
06/06/01 0500 1155 100 Turbine/Generator Full Power
06/06/01 0600 1155 100 Turbine/Generator Full Power
06/06/01 0700 1155 100 Turbine/Generator Full Power
06/06/01 0800 1156 100 Turbine/Generator Full Power
06/06/01 0900 1156 100 Turbine/Generator Full Power
06/06/01 1000 1155 100 Turbine/Generator Full Power



06/06/01 1100 1154 99.9 Turbine/Generator Full Power
06/06/01 1200 1155 99.9 Turbine/Generator Full Power
06/06/01 1300 1155 100 Turbine/Generator Full Power
06/06/01 1400 1155 100 Turbine/Generator Full Power
06/06/01 1500 1155 100 Turbine/Generator Full Power
06/06/01 1600 1155 100 Turbine/Generator Full Power
06/06/01 1700 1155 99.9 Turbine/Generator Full Power
06/06/01 1800 1155 100 Turbine/Generator Full Power
06/06/01 1900 1155 100 Turbine/Generator Full Power
06/06/01 2000 1155 100 Turbine/Generator Full Power
06/06/01 2100 1156 100 Turbine/Generator Full Power
06/06/01 2200 1156 100 Turbine/Generator Full Power
06/06/01 2300 1156 100 Turbine/Generator Full Power
06/06/01 2400 1156 100 Turbine/Generator Full Power
06/07/01 0100 1156 100 Turbine/Generator Full Power
06/07/01 0200 1156 100 Turbine/Generator Full Power
06/07/01 0300 1156 100 Turbine/Generator Full Power
06/07/01 0400 1156 100 Turbine/Generator Full Power
06/07/01 0500 1156 100 Turbine/Generator Full Power
06/07/01 0600 1156 100 Turbine/Generator Full Power
06/07/01 0700 1156 100 Turbine/Generator Full Power
06/07/01 0800 1155 100 Turbine/Generator Full Power
06/07/01 0900 1155 100 Turbine/Generator Full Power
06/07/01 1000 1156 100 Turbine/Generator Full Power
06/07/01 1100 1155 100 Turbine/Generator Full Power
06/07/01 1200 1155 100 Turbine/Generator Full Power
06/07/01 1300 1153 99.9 Turbine/Generator Full Power
06/07/01 1400 1155 100 Turbine/Generator Full Power
06/07/01 1500 1155 100 Turbine/Generator Full Power
06/07/01 1600 1153 99.6 Turbine/Generator Full Power
06/07/01 1700 1152 99.7 Turbine/Generator Full Power
06/07/01 1800 1152 99.7 Turbine/Generator Full Power
06/07/01 1900 1152 99.7 Turbine/Generator Full Power
06/07/01 2000 1153 99.7 Turbine/Generator Full Power
06/07/01 2100 1153 99.7 Turbine/Generator Full Power
06/07/01 2200 1153 99.7 Turbine/Generator Full Power
06/07/01 2300 1153 99.7 Turbine/Generator Full Power
06/07/01 2400 1153 99.7 Turbine/Generator Full Power
06/08/01 0100 1153 99.7 Turbine/Generator Full Power
06/08/01 0200 1153 99.7 Turbine/Generator Full Power
06/08/01 0300 1157 100 Turbine/Generator Full Power
06/08/01 0400 1156 100.1 Turbine/Generator Full Power
06/08/01 0500 1156 100 Turbine/Generator Full Power
06/08/01 0600 1155 100 Turbine/Generator Full Power
06/08/01 0700 1155 100 Turbine/Generator Full Power
06/08/01 0800 1155 100 Turbine/Generator Full Power
06/08/01 0900 1154 100 Turbine/Generator Full Power
06/08/01 1000 1154 100 Turbine/Generator Full Power
06/08/01 1100 1154 99.9 Turbine/Generator Full Power
06/08/01 1200 1154 99.9 Turbine/Generator Full Power
06/08/01 1300 1153 100 Turbine/Generator Full Power
06/08/01 1400 1155 100 Turbine/Generator Full Power
06/08/01 1500 1155 99.9 Turbine/Generator Full Power



06/08/01 1600 1153 99.9 Turbine/Generator Full Power
06/08/01 1700 1155 99.9 Turbine/Generator Full Power
06/08/01 1800 1155 99.9 Turbine/Generator Full Power
06/08/01 1900 1153 99.9 Turbine/Generator Full Power
06/08/01 2000 1154 99.9 Turbine/Generator Full Power
06/08/01 2100 1155 100 Turbine/Generator Full Power
06/08/01 2200 1155 100 Turbine/Generator Full Power
06/08/01 2300 1155 100 Turbine/Generator Full Power
06/08/01 2400 1156 100 Turbine/Generator Full Power
06/09/01 0100 1155 100 Turbine/Generator Full Power
06/09/01 0200 1155 100 Turbine/Generator Full Power
06/09/01 0300 1156 100 Turbine/Generator Full Power
06/09/01 0400 1155 100 Turbine/Generator Full Power
06/09/01 0500 1156 100 Turbine/Generator Full Power
06/09/01 0600 1156 100 Turbine/Generator Full Power
06/09/01 0700 1156 100 Turbine/Generator Full Power
06/09/01 0800 1155 100 Turbine/Generator Full Power
06/09/01 0900 1154 99.9 Turbine/Generator Full Power
06/09/01 1000 1156 100 Turbine/Generator Full Power
06/09/01 1100 1155 100 Turbine/Generator Full Power
06/09/01 1200 1155 100 Turbine/Generator Full Power
06/09/01 1300 1156 100 Turbine/Generator Full Power
06/09/01 1400 1156 100 Turbine/Generator Full Power
06/09/01 1500 1155 100 Turbine/Generator Full Power
06/09/01 1600 1155 99.9 Turbine/Generator Full Power
06/09/01 1700 1156 100 Turbine/Generator Full Power
06/09/01 1800 1156 100 Turbine/Generator Full Power
06/09/01 1900 1156 100 Turbine/Generator Full Power
06/09/01 2000 1155 100 Turbine/Generator Full Power
06/09/01 2100 1156 100 Turbine/Generator Full Power
06/09/01 2200 1156 100 Turbine/Generator Full Power
06/09/01 2300 1155 100 Turbine/Generator Full Power
06/09/01 2400 1155 100 Turbine/Generator Full Power
06/10/01 0100 1156 100 Turbine/Generator Full Power
06/10/01 0200 1156 100 Turbine/Generator Full Power
06/10/01 0300 1155 100 Turbine/Generator Full Power
06/10/01 0400 1155 100 Turbine/Generator Full Power
06/10/01 0500 1155 100 Turbine/Generator Full Power
06/10/01 0600 1156 100 Turbine/Generator Full Power
06/10/01 0700 1156 100 Turbine/Generator Full Power
06/10/01 0800 1158 100 Turbine/Generator Full Power
06/10/01 0900 1157 100 Turbine/Generator Full Power
06/10/01 1000 1155 100 Turbine/Generator Full Power
06/10/01 1100 1155 100 Turbine/Generator Full Power
06/10/01 1200 1155 100 Turbine/Generator Full Power
06/10/01 1300 1154 100 Turbine/Generator Full Power
06/10/01 1400 1155 100 Turbine/Generator Full Power
06/10/01 1500 1154 100 Turbine/Generator Full Power
06/10/01 1600 1155 100 Turbine/Generator Full Power
06/10/01 1700 1155 99.9 Turbine/Generator Full Power
06/10/01 1800 1156 99.9 Turbine/Generator Full Power
06/10/01 1900 1156 100 Turbine/Generator Full Power
06/10/01 2000 1156 100 Turbine/Generator Full Power



06/10/01 2100 1156 100 Turbine/Generator Full Power
06/10/01 2200 1157 100 Turbine/Generator Full Power
06/10/01 2300 1156 100 Turbine/Generator Full Power
06/10/01 2400 1157 100 Turbine/Generator Full Power
06/11/01 0100 1156 100 Turbine/Generator Full Power
06/11/01 0200 1157 100 Turbine/Generator Full Power
06/11/01 0300 1156 100 Turbine/Generator Full Power
06/11/01 0400 1156 100 Turbine/Generator Full Power
06/11/01 0500 1156 100 Turbine/Generator Full Power
06/11/01 0600 1157 100 Turbine/Generator Full Power
06/11/01 0700 1157 100 Turbine/Generator Full Power
06/11/01 0800 1157 100 Turbine/Generator Full Power
06/11/01 0900 1156 100 Turbine/Generator Full Power
06/11/01 1000 1155 100 Turbine/Generator Full Power
06/11/01 1100 1155 99.9 Turbine/Generator Full Power
06/11/01 1200 1156 99.9 Turbine/Generator Full Power
06/11/01 1300 1156 100 Turbine/Generator Full Power
06/11/01 1400 1156 100 Turbine/Generator Full Power
06/11/01 1500 1156 100 Turbine/Generator Full Power
06/11/01 1600 1156 99.9 Turbine/Generator Full Power
06/11/01 1700 1155 100 Turbine/Generator Full Power
06/11/01 1800 1156 99.9 Turbine/Generator Full Power
06/11/01 1900 1156 100 Turbine/Generator Full Power
06/11/01 2000 1155 100 Turbine/Generator Full Power
06/11/01 2100 1157 100 Turbine/Generator Full Power
06/11/01 2200 1155 100 Turbine/Generator Full Power
06/11/01 2300 1155 99.9 Turbine/Generator Full Power
06/11/01 2400 1156 100 Turbine/Generator Full Power
06/12/01 0100 1155 100 Turbine/Generator Full Power
06/12/01 0200 1154 100 Turbine/Generator Full Power
06/12/01 0300 1155 100 Turbine/Generator Full Power
06/12/01 0400 1154 100 Turbine/Generator Full Power
06/12/01 0500 1156 99.9 Turbine/Generator Full Power
06/12/01 0600 1155 100 Turbine/Generator Full Power
06/12/01 0700 1155 100 Turbine/Generator Full Power
06/12/01 0800 1155 100 Turbine/Generator Full Power
06/12/01 0900 1155 100 Turbine/Generator Full Power
06/12/01 1000 1155 100 Turbine/Generator Full Power
06/12/01 1100 1156 100 Turbine/Generator Full Power
06/12/01 1200 1157 99.9 Turbine/Generator Full Power
06/12/01 1300 1156 100 Turbine/Generator Full Power
06/12/01 1400 1156 100 Turbine/Generator Full Power
06/12/01 1500 1156 100 Turbine/Generator Full Power
06/12/01 1600 1156 100 Turbine/Generator Full Power
06/12/01 1700 1156 100 Turbine/Generator Full Power
06/12/01 1800 1156 100 Turbine/Generator Full Power
06/12/01 1900 1156 100 Turbine/Generator Full Power
06/12/01 2000 1156 100 Turbine/Generator Full Power
06/12/01 2100 1155 100 Turbine/Generator Full Power
06/12/01 2200 1155 100 Turbine/Generator Full Power
06/12/01 2300 1156 100 Turbine/Generator Full Power
06/12/01 2400 1154 100 Turbine/Generator Full Power
06/13/01 0100 1156 100 Turbine/Generator Full Power



06/13/01 0200 1155 100 Turbine/Generator Full Power
06/13/01 0300 1155 100 Turbine/Generator Full Power
06/13/01 0400 1155 100 Turbine/Generator Full Power
06/13/01 0500 1154 100 Turbine/Generator Full Power
06/13/01 0600 1154 100 Turbine/Generator Full Power
06/13/01 0700 1154 100 Turbine/Generator Full Power
06/13/01 0800 1154 100 Turbine/Generator Full Power
06/13/01 0900 1154 100 Turbine/Generator Full Power
06/13/01 1000 1154 100 Turbine/Generator Full Power
06/13/01 1100 1154 99.9 Turbine/Generator Full Power
06/13/01 1200 1154 100 Turbine/Generator Full Power
06/13/01 1300 1154 100 Turbine/Generator Full Power
06/13/01 1400 1155 100 Turbine/Generator Full Power
06/13/01 1500 1155 100 Turbine/Generator Full Power
06/13/01 1600 1155 100 Turbine/Generator Full Power
06/13/01 1700 1155 100 Turbine/Generator Full Power
06/13/01 1800 1155 99.9 Turbine/Generator Full Power
06/13/01 1900 1155 100 Turbine/Generator Full Power
06/13/01 2000 1155 100 Turbine/Generator Full Power
06/13/01 2100 1154 100 Turbine/Generator Full Power
06/13/01 2200 1154 100 Turbine/Generator Full Power
06/13/01 2300 1154 99.9 Turbine/Generator Full Power
06/13/01 2400 1155 100 Turbine/Generator Full Power
06/14/01 0100 1155 100 Turbine/Generator Full Power
06/14/01 0200 1155 100 Turbine/Generator Full Power
06/14/01 0300 1154 99.9 Turbine/Generator Full Power
06/14/01 0400 1155 100 Turbine/Generator Full Power
06/14/01 0500 1155 100 Turbine/Generator Full Power
06/14/01 0600 1155 100 Turbine/Generator Full Power
06/14/01 0700 1155 100 Turbine/Generator Full Power
06/14/01 0800 1155 100 Turbine/Generator Full Power
06/14/01 0900 1155 100 Turbine/Generator Full Power
06/14/01 1000 1155 100 Turbine/Generator Full Power
06/14/01 1100 1155 100 Turbine/Generator Full Power
06/14/01 1200 1155 100 Turbine/Generator Full Power
06/14/01 1300 1155 100 Turbine/Generator Full Power
06/14/01 1400 1155 100 Turbine/Generator Full Power
06/14/01 1500 1154 100 Turbine/Generator Full Power
06/14/01 1600 1154 100 Turbine/Generator Full Power
06/14/01 1700 1154 100 Turbine/Generator Full Power
06/14/01 1800 1154 100 Turbine/Generator Full Power
06/14/01 1900 1154 100 Turbine/Generator Full Power
06/14/01 2000 1154 100 Turbine/Generator Full Power
06/14/01 2100 1154 100 Turbine/Generator Full Power
06/14/01 2200 1154 100 Turbine/Generator Full Power
06/14/01 2300 1153 100 Turbine/Generator Full Power
06/14/01 2400 1153 100 Turbine/Generator Full Power
06/15/01 0100 1153 100 Turbine/Generator Full Power
06/15/01 0200 1153 99.9 Turbine/Generator Full Power
06/15/01 0300 1154 100 Turbine/Generator Full Power
06/15/01 0400 1154 100 Turbine/Generator Full Power
06/15/01 0500 1154 100 Turbine/Generator Full Power
06/15/01 0600 1154 99.9 Turbine/Generator Full Power



06/15/01 0700 1154 100 Turbine/Generator Full Power
06/15/01 0800 1154 99.9 Turbine/Generator Full Power
06/15/01 0900 1154 99.9 Turbine/Generator Full Power
06/15/01 1000 1156 100 Turbine/Generator Full Power
06/15/01 1100 1155 100 Turbine/Generator Full Power
06/15/01 1200 1155 100 Turbine/Generator Full Power
06/15/01 1300 1156 100 Turbine/Generator Full Power
06/15/01 1400 1155 100 Turbine/Generator Full Power
06/15/01 1500 1155 100 Turbine/Generator Full Power
06/15/01 1600 1155 100 Turbine/Generator Full Power
06/15/01 1700 1154 100 Turbine/Generator Full Power
06/15/01 1800 1154 100 Turbine/Generator Full Power
06/15/01 1900 1154 100 Turbine/Generator Full Power
06/15/01 2000 1155 100 Turbine/Generator Full Power
06/15/01 2100 1155 100 Turbine/Generator Full Power
06/15/01 2200 1155 100 Turbine/Generator Full Power
06/15/01 2300 1155 100 Turbine/Generator Full Power
06/15/01 2400 1155 100 Turbine/Generator Full Power
06/16/01 0100 1155 100 Turbine/Generator Full Power
06/16/01 0200 1155 100 Turbine/Generator Full Power
06/16/01 0300 1155 100 Turbine/Generator Full Power
06/16/01 0400 1155 100 Turbine/Generator Full Power
06/16/01 0500 1155 100 Turbine/Generator Full Power
06/16/01 0600 1155 100 Turbine/Generator Full Power
06/16/01 0700 1155 100 Turbine/Generator Full Power
06/16/01 0800 1154 100 Turbine/Generator Full Power
06/16/01 0900 1155 100 Turbine/Generator Full Power
06/16/01 1000 1156 100 Turbine/Generator Full Power
06/16/01 1100 1155 100 Turbine/Generator Full Power
06/16/01 1200 1155 100 Turbine/Generator Full Power
06/16/01 1300 1154 100 Turbine/Generator Full Power
06/16/01 1400 1154 100 Turbine/Generator Full Power
06/16/01 1500 1154 100 Turbine/Generator Full Power
06/16/01 1600 1154 100 Turbine/Generator Full Power
06/16/01 1700 1154 100 Turbine/Generator Full Power
06/16/01 1800 1154 100 Turbine/Generator Full Power
06/16/01 1900 1154 100 Turbine/Generator Full Power
06/16/01 2000 1155 100 Turbine/Generator Full Power
06/16/01 2100 1155 100 Turbine/Generator Full Power
06/16/01 2200 1155 100 Turbine/Generator Full Power
06/16/01 2300 1155 100 Turbine/Generator Full Power
06/16/01 2400 1155 100 Turbine/Generator Full Power
06/17/01 0100 1154 100 Turbine/Generator Full Power
06/17/01 0200 1155 100 Turbine/Generator Full Power
06/17/01 0300 1154 100 Turbine/Generator Full Power
06/17/01 0400 1154 99.9 Turbine/Generator Full Power
06/17/01 0500 1155 100 Turbine/Generator Full Power
06/17/01 0600 1155 100 Turbine/Generator Full Power
06/17/01 0700 1155 100 Turbine/Generator Full Power
06/17/01 0800 1155 100 Turbine/Generator Full Power
06/17/01 0900 1155 100 Turbine/Generator Full Power
06/17/01 1000 1155 100 Turbine/Generator Full Power
06/17/01 1100 1155 100 Turbine/Generator Full Power



06/17/01 1200 1154 100 Turbine/Generator Full Power
06/17/01 1300 1155 100 Turbine/Generator Full Power
06/17/01 1400 1154 100 Turbine/Generator Full Power
06/17/01 1500 1153 100 Turbine/Generator Full Power
06/17/01 1600 1153 100 Turbine/Generator Full Power
06/17/01 1700 1153 100 Turbine/Generator Full Power
06/17/01 1800 1154 100 Turbine/Generator Full Power
06/17/01 1900 1154 100 Turbine/Generator Full Power
06/17/01 2000 1154 100 Turbine/Generator Full Power
06/17/01 2100 1154 100 Turbine/Generator Full Power
06/17/01 2200 1154 100 Turbine/Generator Full Power
06/17/01 2300 1154 100 Turbine/Generator Full Power
06/17/01 2400 1154 100 Turbine/Generator Full Power
06/18/01 0100 1154 100 Turbine/Generator Full Power
06/18/01 0200 1154 100 Turbine/Generator Full Power
06/18/01 0300 1154 100 Turbine/Generator Full Power
06/18/01 0400 1154 100 Turbine/Generator Full Power
06/18/01 0500 1154 100 Turbine/Generator Full Power
06/18/01 0600 1153 100 Turbine/Generator Full Power
06/18/01 0700 1153 100 Turbine/Generator Full Power
06/18/01 0800 1153 100 Turbine/Generator Full Power
06/18/01 0900 1153 100 Turbine/Generator Full Power
06/18/01 1000 1152 100 Turbine/Generator Full Power
06/18/01 1100 1152 100 Turbine/Generator Full Power
06/18/01 1200 1152 100 Turbine/Generator Full Power
06/18/01 1300 1152 100 Turbine/Generator Full Power
06/18/01 1400 1153 100 Turbine/Generator Full Power
06/18/01 1500 1152 100 Turbine/Generator Full Power
06/18/01 1600 1153 100 Turbine/Generator Full Power
06/18/01 1700 1152 99.9 Turbine/Generator Full Power
06/18/01 1800 1154 100 Turbine/Generator Full Power
06/18/01 1900 1154 100 Turbine/Generator Full Power
06/18/01 2000 1154 100 Turbine/Generator Full Power
06/18/01 2100 1154 99.9 Turbine/Generator Full Power
06/18/01 2200 1154 100 Turbine/Generator Full Power
06/18/01 2300 1154 100 Turbine/Generator Full Power
06/18/01 2400 1154 100 Turbine/Generator Full Power
06/19/01 0100 1154 100 Turbine/Generator Full Power
06/19/01 0200 1154 100 Turbine/Generator Full Power
06/19/01 0300 1154 100 Turbine/Generator Full Power
06/19/01 0400 1154 100 Turbine/Generator Full Power
06/19/01 0500 1154 100 Turbine/Generator Full Power
06/19/01 0600 1154 100 Turbine/Generator Full Power
06/19/01 0700 1154 100 Turbine/Generator Full Power
06/19/01 0800 1154 100 Turbine/Generator Full Power
06/19/01 0900 1153 100 Turbine/Generator Full Power
06/19/01 1000 1153 100 Turbine/Generator Full Power
06/19/01 1100 1152 100 Turbine/Generator Full Power
06/19/01 1200 1152 100 Turbine/Generator Full Power
06/19/01 1300 1152 100 Turbine/Generator Full Power
06/19/01 1400 1152 100 Turbine/Generator Full Power
06/19/01 1500 1151 100 Turbine/Generator Full Power
06/19/01 1600 1152 100 Turbine/Generator Full Power



06/19/01 1700 1151 100 Turbine/Generator Full Power
06/19/01 1800 1152 100 Turbine/Generator Full Power
06/19/01 1900 1153 100 Turbine/Generator Full Power
06/19/01 2000 1154 100 Turbine/Generator Full Power
06/19/01 2100 1154 100 Turbine/Generator Full Power
06/19/01 2200 1154 100 Turbine/Generator Full Power
06/19/01 2300 1153 100 Turbine/Generator Full Power
06/19/01 2400 1153 100 Turbine/Generator Full Power
06/20/01 0100 1153 100 Turbine/Generator Full Power
06/20/01 0200 1152 100 Turbine/Generator Full Power
06/20/01 0300 1153 99.9 Turbine/Generator Full Power
06/20/01 0400 1152 100 Turbine/Generator Full Power
06/20/01 0500 1152 100 Turbine/Generator Full Power
06/20/01 0600 1152 100 Turbine/Generator Full Power
06/20/01 0700 1152 100 Turbine/Generator Full Power
06/20/01 0800 1152 100 Turbine/Generator Full Power
06/20/01 0900 1153 100 Turbine/Generator Full Power
06/20/01 1000 1152 100 Turbine/Generator Full Power
06/20/01 1100 1153 100 Turbine/Generator Full Power
06/20/01 1200 1152 99.9 Turbine/Generator Full Power
06/20/01 1300 1151 100 Turbine/Generator Full Power
06/20/01 1400 1151 99.9 Turbine/Generator Full Power
06/20/01 1500 1147 99.9 Turbine/Generator Full Power
06/20/01 1600 1149 100 Turbine/Generator Full Power
06/20/01 1700 1148 100 Turbine/Generator Full Power
06/20/01 1800 1149 99.9 Turbine/Generator Full Power
06/20/01 1900 1149 100 Turbine/Generator Full Power
06/20/01 2000 1150 100 Turbine/Generator Full Power
06/20/01 2100 1151 100 Turbine/Generator Full Power
06/20/01 2200 1152 100 Turbine/Generator Full Power
06/20/01 2300 1151 100 Turbine/Generator Full Power
06/20/01 2400 1151 99.9 Turbine/Generator Full Power
06/21/01 0100 1152 100 Turbine/Generator Full Power
06/21/01 0200 1151 100 Turbine/Generator Full Power
06/21/01 0300 1150 100 Turbine/Generator Full Power
06/21/01 0400 1152 99.9 Turbine/Generator Full Power
06/21/01 0500 1152 99.9 Turbine/Generator Full Power
06/21/01 0600 1153 99.9 Turbine/Generator Full Power
06/21/01 0700 1153 99.9 Turbine/Generator Full Power
06/21/01 0800 1153 99.9 Turbine/Generator Full Power
06/21/01 0900 1152 99.9 Turbine/Generator Full Power
06/21/01 1000 1153 99.8 Turbine/Generator Full Power
06/21/01 1100 1152 99.9 Turbine/Generator Full Power
06/21/01 1200 1152 99.9 Turbine/Generator Full Power
06/21/01 1300 1150 99.9 Turbine/Generator Full Power
06/21/01 1400 1151 99.9 Turbine/Generator Full Power
06/21/01 1500 1151 99.9 Turbine/Generator Full Power
06/21/01 1600 1150 99.8 Turbine/Generator Full Power
06/21/01 1700 1152 99.8 Turbine/Generator Full Power
06/21/01 1800 1152 100 Turbine/Generator Full Power
06/21/01 1900 1152 100 Turbine/Generator Full Power
06/21/01 2000 1151 99.9 Turbine/Generator Full Power
06/21/01 2100 1151 100 Turbine/Generator Full Power



06/21/01 2200 927 81.4 Forced Curtailment to 50% started at 21:00.
06/21/01 2300 775 68.9 Contaminated CST and Condenser Hotwell.
06/21/01 2400 594 54.2 Ramp-down
06/22/01 0100 534 50.1 Ramp-down complete @ 00:21
06/22/01 0200 537 51.1 Holding at 50%
06/22/01 0300 535 50.9 Holding at 50%
06/22/01 0400 533 50.5 Holding at 50%
06/22/01 0500 536 50.9 Holding at 50%
06/22/01 0600 530 49 Holding at 50%
06/22/01 0700 525 49 Holding at 50%
06/22/01 0800 525 48.7 Holding at 50%
06/22/01 0900 527 48.9 Holding at 50%
06/22/01 1000 525 48.5 Holding at 50%
06/22/01 1100 525 48.7 Holding at 50%
06/22/01 1200 525 48.4 Holding at 50%
06/22/01 1300 525 48.5 Holding at 50%
06/22/01 1400 525 48.3 Holding at 50%
06/22/01 1500 524 48.3 Holding at 50%
06/22/01 1600 523 48.3 Holding at 50%
06/22/01 1700 524 48.4 Holding at 50%
06/22/01 1800 528 49 Holding at 50%
06/22/01 1900 526 48.4 Holding at 50%
06/22/01 2000 529 48.6 Holding at 50%
06/22/01 2100 527 48.4 Holding at 50%
06/22/01 2200 527 48.2 Holding at 50%
06/22/01 2300 528 48.4 Holding at 50%
06/22/01 2400 528 48.5 Holding at 50%
06/23/01 0100 528 48.4 Holding at 50%
06/23/01 0200 528 48.3 Holding at 50%
06/23/01 0300 528 48.5 Holding at 50%
06/23/01 0400 527 48.2 Holding at 50%
06/23/01 0500 526 48.1 Holding at 50%
06/23/01 0600 528 48.1 Holding at 50%
06/23/01 0700 529 48.4 Holding at 50%
06/23/01 0800 528 48.3 Holding at 50%
06/23/01 0900 528 48.4 Holding at 50%
06/23/01 1000 528 48.8 Started Ramp-up to Full-Power @ 10:00
06/23/01 1100 589 53.1 Ramp-up to full power.
06/23/01 1200 648 58.7 Ramp-up to full power.
06/23/01 1300 708 63.5 Ramp-up to full power.
06/23/01 1400 768 68.4 Ramp-up to full power.
06/23/01 1500 828 73.1 Ramp-up to full power.
06/23/01 1600 888 77.7 Ramp-up to full power.
06/23/01 1700 950 82.2 Ramp-up to full power.
06/23/01 1800 1012 87.3 Ramp-up to full power.
06/23/01 1900 1076 92.2 Ramp-up to full power.
06/23/01 2000 1119 97.9 Ramp-up to full power.
06/23/01 2100 1114 97.1 Ramp-up to full power.
06/23/01 2200 1103 95.2 Ramp-up to full power.
06/23/01 2300 1108 96.1 Ramp-up to full power.
06/23/01 2400 1107 96.1 Ramp-up to full power.
06/24/01 0100 1119 96.6 Ramp-up to full power.
06/24/01 0200 1150 99.3 Ramp-up to full power.



06/24/01 0300 1151 99.5 Ramp-up to full power.
06/24/01 0400 1158 100 RX and T/G @ 100%
06/24/01 0500 1154 99.7 Turbine/Generator Full Power
06/24/01 0600 1154 99.7 Turbine/Generator Full Power
06/24/01 0700 1156 99.9 Turbine/Generator Full Power
06/24/01 0800 1156 99.8 Turbine/Generator Full Power
06/24/01 0900 1157 100 Turbine/Generator Full Power
06/24/01 1000 1155 99.8 Turbine/Generator Full Power
06/24/01 1100 1156 100 Turbine/Generator Full Power
06/24/01 1200 1155 99.8 Turbine/Generator Full Power
06/24/01 1300 1155 99.9 Turbine/Generator Full Power
06/24/01 1400 1155 99.9 Turbine/Generator Full Power
06/24/01 1500 1154 99.8 Turbine/Generator Full Power
06/24/01 1600 1154 99.8 Turbine/Generator Full Power
06/24/01 1700 1158 100.2 Turbine/Generator Full Power
06/24/01 1800 1159 100.2 Turbine/Generator Full Power
06/24/01 1900 1157 100 Turbine/Generator Full Power
06/24/01 2000 1157 100 Turbine/Generator Full Power
06/24/01 2100 1158 99.9 Turbine/Generator Full Power
06/24/01 2200 1157 99.9 Turbine/Generator Full Power
06/24/01 2300 1157 99.9 Turbine/Generator Full Power
06/24/01 2400 1160 100.1 Turbine/Generator Full Power
06/25/01 0100 1157 100 Turbine/Generator Full Power
06/25/01 0200 1158 100 Turbine/Generator Full Power
06/25/01 0300 1157 100 Turbine/Generator Full Power
06/25/01 0400 1157 99.9 Turbine/Generator Full Power
06/25/01 0500 1157 99.9 Turbine/Generator Full Power
06/25/01 0600 1157 99.9 Turbine/Generator Full Power
06/25/01 0700 1157 100 Turbine/Generator Full Power
06/25/01 0800 1158 100 Turbine/Generator Full Power
06/25/01 0900 1155 99.9 Turbine/Generator Full Power
06/25/01 1000 1156 100 Turbine/Generator Full Power
06/25/01 1100 1155 99.9 Turbine/Generator Full Power
06/25/01 1200 1158 99.9 Turbine/Generator Full Power
06/25/01 1300 1158 100 Turbine/Generator Full Power
06/25/01 1400 1157 100 Turbine/Generator Full Power
06/25/01 1500 1157 100 Turbine/Generator Full Power
06/25/01 1600 1156 100 Turbine/Generator Full Power
06/25/01 1700 1156 100 Turbine/Generator Full Power
06/25/01 1800 1156 100 Turbine/Generator Full Power
06/25/01 1900 1157 100 Turbine/Generator Full Power
06/25/01 2000 1158 100 Turbine/Generator Full Power
06/25/01 2100 1157 100 Turbine/Generator Full Power
06/25/01 2200 1157 100 Turbine/Generator Full Power
06/25/01 2300 1156 99.9 Turbine/Generator Full Power
06/25/01 2400 1153 99.7 Turbine/Generator Full Power
06/26/01 0100 1152 99.6 Turbine/Generator Full Power
06/26/01 0200 1153 99.6 Turbine/Generator Full Power
06/26/01 0300 1155 99.9 Turbine/Generator Full Power
06/26/01 0400 1155 99.9 Turbine/Generator Full Power
06/26/01 0500 1156 99.9 Turbine/Generator Full Power
06/26/01 0600 1155 100 Turbine/Generator Full Power
06/26/01 0700 1157 100 Turbine/Generator Full Power



06/26/01 0800 1157 99.9 Turbine/Generator Full Power
06/26/01 0900 1157 100 Turbine/Generator Full Power
06/26/01 1000 1157 100 Turbine/Generator Full Power
06/26/01 1100 1157 99.9 Turbine/Generator Full Power
06/26/01 1200 1157 100 Turbine/Generator Full Power
06/26/01 1300 1157 100 Turbine/Generator Full Power
06/26/01 1400 1157 100 Turbine/Generator Full Power
06/26/01 1500 1157 100 Turbine/Generator Full Power
06/26/01 1600 1157 100 Turbine/Generator Full Power
06/26/01 1700 1158 100 Turbine/Generator Full Power
06/26/01 1800 1157 99.9 Turbine/Generator Full Power
06/26/01 1900 1157 100 Turbine/Generator Full Power
06/26/01 2000 1154 100 Turbine/Generator Full Power
06/26/01 2100 1156 100 Turbine/Generator Full Power
06/26/01 2200 1157 100 Turbine/Generator Full Power
06/26/01 2300 1156 99.9 Turbine/Generator Full Power
06/26/01 2400 1156 99.9 Turbine/Generator Full Power
06/27/01 0100 1156 99.9 Turbine/Generator Full Power
06/27/01 0200 1156 99.9 Turbine/Generator Full Power
06/27/01 0300 1157 100 Turbine/Generator Full Power
06/27/01 0400 1156 100 Turbine/Generator Full Power
06/27/01 0500 1156 99.9 Turbine/Generator Full Power
06/27/01 0600 1156 100 Turbine/Generator Full Power
06/27/01 0700 1157 100 Turbine/Generator Full Power
06/27/01 0800 1157 100 Turbine/Generator Full Power
06/27/01 0900 1155 100 Turbine/Generator Full Power
06/27/01 1000 1154 99.9 Turbine/Generator Full Power
06/27/01 1100 1157 99.9 Turbine/Generator Full Power
06/27/01 1200 1154 100 Turbine/Generator Full Power
06/27/01 1300 1156 100 Turbine/Generator Full Power
06/27/01 1400 1156 100 Turbine/Generator Full Power
06/27/01 1500 1155 99.9 Turbine/Generator Full Power
06/27/01 1600 1155 100 Turbine/Generator Full Power
06/27/01 1700 1156 100 Turbine/Generator Full Power
06/27/01 1800 1156 100 Turbine/Generator Full Power
06/27/01 1900 1155 100 Turbine/Generator Full Power
06/27/01 2000 1155 100 Turbine/Generator Full Power
06/27/01 2100 1155 100 Turbine/Generator Full Power
06/27/01 2200 1155 100 Turbine/Generator Full Power
06/27/01 2300 1156 100 Turbine/Generator Full Power
06/27/01 2400 1156 99.9 Turbine/Generator Full Power
06/28/01 0100 1156 100 Turbine/Generator Full Power
06/28/01 0200 1156 100 Turbine/Generator Full Power
06/28/01 0300 1156 100 Turbine/Generator Full Power
06/28/01 0400 1154 99.9 Turbine/Generator Full Power
06/28/01 0500 1156 100 Turbine/Generator Full Power
06/28/01 0600 1156 99.9 Turbine/Generator Full Power
06/28/01 0700 1156 100 Turbine/Generator Full Power
06/28/01 0800 1156 100 Turbine/Generator Full Power
06/28/01 0900 1156 100 Turbine/Generator Full Power
06/28/01 1000 1156 100 Turbine/Generator Full Power
06/28/01 1100 1157 99.9 Turbine/Generator Full Power
06/28/01 1200 1155 99.9 Turbine/Generator Full Power



06/28/01 1300 1156 100 Turbine/Generator Full Power
06/28/01 1400 1156 100 Turbine/Generator Full Power
06/28/01 1500 1156 100 Turbine/Generator Full Power
06/28/01 1600 1156 100 Turbine/Generator Full Power
06/28/01 1700 1156 100 Turbine/Generator Full Power
06/28/01 1800 1157 100 Turbine/Generator Full Power
06/28/01 1900 1157 100 Turbine/Generator Full Power
06/28/01 2000 1157 100 Turbine/Generator Full Power
06/28/01 2100 1157 100 Turbine/Generator Full Power
06/28/01 2200 1156 100 Turbine/Generator Full Power
06/28/01 2300 1157 100 Turbine/Generator Full Power
06/28/01 2400 1157 100 Turbine/Generator Full Power
06/29/01 0100 1158 100 Turbine/Generator Full Power
06/29/01 0200 1157 100 Turbine/Generator Full Power
06/29/01 0300 1157 99.9 Turbine/Generator Full Power
06/29/01 0400 1158 99.9 Turbine/Generator Full Power
06/29/01 0500 1157 99.9 Turbine/Generator Full Power
06/29/01 0600 1157 100 Turbine/Generator Full Power
06/29/01 0700 1157 100 Turbine/Generator Full Power
06/29/01 0800 1159 100 Turbine/Generator Full Power
06/29/01 0900 1158 100 Turbine/Generator Full Power
06/29/01 1000 1157 100 Turbine/Generator Full Power
06/29/01 1100 1158 100 Turbine/Generator Full Power
06/29/01 1200 1157 99.9 Turbine/Generator Full Power
06/29/01 1300 1156 100 Turbine/Generator Full Power
06/29/01 1400 1157 100 Turbine/Generator Full Power
06/29/01 1500 1158 100 Turbine/Generator Full Power
06/29/01 1600 1158 99.9 Turbine/Generator Full Power
06/29/01 1700 1158 99.9 Turbine/Generator Full Power
06/29/01 1800 1158 99.9 Turbine/Generator Full Power
06/29/01 1900 1158 100 Turbine/Generator Full Power
06/29/01 2000 1158 100 Turbine/Generator Full Power
06/29/01 2100 1159 100 Turbine/Generator Full Power
06/29/01 2200 1159 99.9 Turbine/Generator Full Power
06/29/01 2300 1157 99.9 Turbine/Generator Full Power
06/29/01 2400 1158 99.9 Turbine/Generator Full Power
06/30/01 0100 1158 99.9 Turbine/Generator Full Power
06/30/01 0200 1158 100 Turbine/Generator Full Power
06/30/01 0300 1157 100 Turbine/Generator Full Power
06/30/01 0400 1158 100 Turbine/Generator Full Power
06/30/01 0500 1158 99.9 Turbine/Generator Full Power
06/30/01 0600 1157 100 Turbine/Generator Full Power
06/30/01 0700 1157 100 Turbine/Generator Full Power
06/30/01 0800 1156 99.9 Turbine/Generator Full Power
06/30/01 0900 1157 99.9 Turbine/Generator Full Power
06/30/01 1000 1157 99.9 Turbine/Generator Full Power
06/30/01 1100 1157 99.9 Turbine/Generator Full Power
06/30/01 1200 1157 100 Turbine/Generator Full Power
06/30/01 1300 1156 99.9 Turbine/Generator Full Power
06/30/01 1400 1155 99.9 Turbine/Generator Full Power
06/30/01 1500 1156 100 Turbine/Generator Full Power
06/30/01 1600 1158 99.9 Turbine/Generator Full Power
06/30/01 1700 1157 100 Turbine/Generator Full Power



06/30/01 1800 1158 99.9 Turbine/Generator Full Power
06/30/01 1900 1158 100 Turbine/Generator Full Power
06/30/01 2000 1156 99.9 Turbine/Generator Full Power
06/30/01 2100 1158 99.9 Turbine/Generator Full Power
06/30/01 2200 1158 100 Turbine/Generator Full Power
06/30/01 2300 1158 100 Turbine/Generator Full Power
06/30/01 2400 1158 100 Turbine/Generator Full Power
07/01/01 0100 1156 100 Turbine/Generator Full Power
07/01/01 0200 1157 99.9 Turbine/Generator Full Power
07/01/01 0300 1158 100 Turbine/Generator Full Power
07/01/01 0400 1157 100 Turbine/Generator Full Power
07/01/01 0500 1157 100 Turbine/Generator Full Power
07/01/01 0600 1158 100 Turbine/Generator Full Power
07/01/01 0700 1158 100 Turbine/Generator Full Power
07/01/01 0800 1157 99.9 Turbine/Generator Full Power
07/01/01 0900 1157 99.9 Turbine/Generator Full Power
07/01/01 1000 1156 99.9 Turbine/Generator Full Power
07/01/01 1100 1156 99.9 Turbine/Generator Full Power
07/01/01 1200 1156 100 Turbine/Generator Full Power
07/01/01 1300 1156 99.9 Turbine/Generator Full Power
07/01/01 1400 1156 100 Turbine/Generator Full Power
07/01/01 1500 1156 100 Turbine/Generator Full Power
07/01/01 1600 1157 100 Turbine/Generator Full Power
07/01/01 1700 1157 100 Turbine/Generator Full Power
07/01/01 1800 1158 100 Turbine/Generator Full Power
07/01/01 1900 1157 100 Turbine/Generator Full Power
07/01/01 2000 1157 100 Turbine/Generator Full Power
07/01/01 2100 1158 100 Turbine/Generator Full Power
07/01/01 2200 1158 100 Turbine/Generator Full Power
07/01/01 2300 1158 100 Turbine/Generator Full Power
07/01/01 2400 1157 100 Turbine/Generator Full Power
07/02/01 0100 1158 100 Turbine/Generator Full Power
07/02/01 0200 1157 100 Turbine/Generator Full Power
07/02/01 0300 1157 100 Turbine/Generator Full Power
07/02/01 0400 1157 100 Turbine/Generator Full Power
07/02/01 0500 1157 100 Turbine/Generator Full Power
07/02/01 0600 1157 100 Turbine/Generator Full Power
07/02/01 0700 1157 100 Turbine/Generator Full Power
07/02/01 0800 1157 100 Turbine/Generator Full Power
07/02/01 0900 1157 99.9 Turbine/Generator Full Power
07/02/01 1000 1158 100 Turbine/Generator Full Power
07/02/01 1100 1158 100 Turbine/Generator Full Power
07/02/01 1200 1157 99.9 Turbine/Generator Full Power
07/02/01 1300 1157 99.9 Turbine/Generator Full Power
07/02/01 1400 1156 99.9 Turbine/Generator Full Power
07/02/01 1500 1156 99.9 Turbine/Generator Full Power
07/02/01 1600 1156 99.9 Turbine/Generator Full Power
07/02/01 1700 1156 100 Turbine/Generator Full Power
07/02/01 1800 1156 99.9 Turbine/Generator Full Power
07/02/01 1900 1157 100 Turbine/Generator Full Power
07/02/01 2000 1157 100 Turbine/Generator Full Power
07/02/01 2100 1157 100 Turbine/Generator Full Power
07/02/01 2200 1157 100 Turbine/Generator Full Power



07/02/01 2300 1157 100 Turbine/Generator Full Power
07/02/01 2400 1157 100 Turbine/Generator Full Power
07/03/01 0100 1156 100 Turbine/Generator Full Power
07/03/01 0200 1156 100 Turbine/Generator Full Power
07/03/01 0300 1156 100 Turbine/Generator Full Power
07/03/01 0400 1156 99.9 Turbine/Generator Full Power
07/03/01 0500 1156 100 Turbine/Generator Full Power
07/03/01 0600 1156 99.9 Turbine/Generator Full Power
07/03/01 0700 1156 100 Turbine/Generator Full Power
07/03/01 0800 1157 99.9 Turbine/Generator Full Power
07/03/01 0900 1157 99.9 Turbine/Generator Full Power
07/03/01 1000 1157 100 Turbine/Generator Full Power
07/03/01 1100 1156 100 Turbine/Generator Full Power
07/03/01 1200 1156 100 Turbine/Generator Full Power
07/03/01 1300 1154 99.9 Turbine/Generator Full Power
07/03/01 1400 1154 99.9 Turbine/Generator Full Power
07/03/01 1500 1154 99.9 Turbine/Generator Full Power
07/03/01 1600 1154 100 Turbine/Generator Full Power
07/03/01 1700 1155 100 Turbine/Generator Full Power
07/03/01 1800 1155 99.9 Turbine/Generator Full Power
07/03/01 1900 1156 100 Turbine/Generator Full Power
07/03/01 2000 1156 100 Turbine/Generator Full Power
07/03/01 2100 1156 100 Turbine/Generator Full Power
07/03/01 2200 1156 100 Turbine/Generator Full Power
07/03/01 2300 1156 100 Turbine/Generator Full Power
07/03/01 2400 1156 100 Turbine/Generator Full Power
07/04/01 0100 1155 100 Turbine/Generator Full Power
07/04/01 0200 1155 99.9 Turbine/Generator Full Power
07/04/01 0300 1154 100 Turbine/Generator Full Power
07/04/01 0400 1152 100 Turbine/Generator Full Power
07/04/01 0500 1153 100 Turbine/Generator Full Power
07/04/01 0600 1153 100 Turbine/Generator Full Power
07/04/01 0700 1155 100 Turbine/Generator Full Power
07/04/01 0800 1155 100 Turbine/Generator Full Power
07/04/01 0900 1156 100 Turbine/Generator Full Power
07/04/01 1000 1156 100 Turbine/Generator Full Power
07/04/01 1100 1156 99.9 Turbine/Generator Full Power
07/04/01 1200 1156 100 Turbine/Generator Full Power
07/04/01 1300 1156 100 Turbine/Generator Full Power
07/04/01 1400 1156 100 Turbine/Generator Full Power
07/04/01 1500 1155 100 Turbine/Generator Full Power
07/04/01 1600 1155 99.9 Turbine/Generator Full Power
07/04/01 1700 1155 100 Turbine/Generator Full Power
07/04/01 1800 1156 99.9 Turbine/Generator Full Power
07/04/01 1900 1156 100 Turbine/Generator Full Power
07/04/01 2000 1157 100 Turbine/Generator Full Power
07/04/01 2100 1155 99.9 Turbine/Generator Full Power
07/04/01 2200 1157 100 Turbine/Generator Full Power
07/04/01 2300 1156 100 Turbine/Generator Full Power
07/04/01 2400 1157 100 Turbine/Generator Full Power
07/05/01 0100 1155 100 Turbine/Generator Full Power
07/05/01 0200 1155 100 Turbine/Generator Full Power
07/05/01 0300 1156 100 Turbine/Generator Full Power



07/05/01 0400 1156 99.9 Turbine/Generator Full Power
07/05/01 0500 1156 99.9 Turbine/Generator Full Power
07/05/01 0600 1157 100 Turbine/Generator Full Power
07/05/01 0700 1156 100 Turbine/Generator Full Power
07/05/01 0800 1156 99.9 Turbine/Generator Full Power
07/05/01 0900 1157 100 Turbine/Generator Full Power
07/05/01 1000 1157 100 Turbine/Generator Full Power
07/05/01 1100 1157 100 Turbine/Generator Full Power
07/05/01 1200 1157 100 Turbine/Generator Full Power
07/05/01 1300 1157 100 Turbine/Generator Full Power
07/05/01 1400 1157 100 Turbine/Generator Full Power
07/05/01 1500 1156 100.1 Turbine/Generator Full Power
07/05/01 1600 1156 100 Turbine/Generator Full Power
07/05/01 1700 1156 100 Turbine/Generator Full Power
07/05/01 1800 1156 100 Turbine/Generator Full Power
07/05/01 1900 1157 100 Turbine/Generator Full Power
07/05/01 2000 1157 99.9 Turbine/Generator Full Power
07/05/01 2100 1157 100 Turbine/Generator Full Power
07/05/01 2200 1157 100 Turbine/Generator Full Power
07/05/01 2300 1157 99.9 Turbine/Generator Full Power
07/05/01 2400 1157 100 Turbine/Generator Full Power
07/06/01 0100 1157 99.9 Turbine/Generator Full Power
07/06/01 0200 1158 100 Turbine/Generator Full Power
07/06/01 0300 1157 100 Turbine/Generator Full Power
07/06/01 0400 1157 100 Turbine/Generator Full Power
07/06/01 0500 1156 100 Turbine/Generator Full Power
07/06/01 0600 1156 99.9 Turbine/Generator Full Power
07/06/01 0700 1156 100 Turbine/Generator Full Power
07/06/01 0800 1156 100 Turbine/Generator Full Power
07/06/01 0900 1158 100 Turbine/Generator Full Power
07/06/01 1000 1157 100 Turbine/Generator Full Power
07/06/01 1100 1157 100 Turbine/Generator Full Power
07/06/01 1200 1157 99.9 Turbine/Generator Full Power
07/06/01 1300 1157 100 Turbine/Generator Full Power
07/06/01 1400 1157 100 Turbine/Generator Full Power
07/06/01 1500 1157 100 Turbine/Generator Full Power
07/06/01 1600 1156 100 Turbine/Generator Full Power
07/06/01 1700 1156 100 Turbine/Generator Full Power
07/06/01 1800 1156 100 Turbine/Generator Full Power
07/06/01 1900 1156 100 Turbine/Generator Full Power
07/06/01 2000 1156 99.9 Turbine/Generator Full Power
07/06/01 2100 1157 99.9 Turbine/Generator Full Power
07/06/01 2200 1156 100 Turbine/Generator Full Power
07/06/01 2300 1156 100 Turbine/Generator Full Power
07/06/01 2400 1156 99.9 Turbine/Generator Full Power
07/07/01 0100 1155 99.9 Turbine/Generator Full Power
07/07/01 0200 1155 100 Turbine/Generator Full Power
07/07/01 0300 1155 99.9 Turbine/Generator Full Power
07/07/01 0400 1155 99.9 Turbine/Generator Full Power
07/07/01 0500 1155 99.9 Turbine/Generator Full Power
07/07/01 0600 1155 99.9 Turbine/Generator Full Power
07/07/01 0700 1155 99.9 Turbine/Generator Full Power
07/07/01 0800 1155 100 Turbine/Generator Full Power



07/07/01 0900 1154 100 Turbine/Generator Full Power
07/07/01 1000 1154 100 10:00 Started ramp-down for Quarterly STP M-21C
07/07/01 1100 960 83.3 11:02 Ramp-down complete
07/07/01 1200 962 84.4
07/07/01 1300 964 85
07/07/01 1400 957 83.3
07/07/01 1500 955 82.8 15:12 Started ramp-up to 100%
07/07/01 1600 1060 91.1
07/07/01 1700 1116 97.3
07/07/01 1800 1114 97.1
07/07/01 1900 1134 98.8
07/07/01 2000 1156 100 20:00 100% RX and T/G
07/07/01 2100 1157 100 Turbine/Generator Full Power
07/07/01 2200 1155 99.9 Turbine/Generator Full Power
07/07/01 2300 1156 99.8 Turbine/Generator Full Power
07/07/01 2400 1157 99.9 Turbine/Generator Full Power
07/08/01 0100 1156 99.9 Turbine/Generator Full Power
07/08/01 0200 1155 99.8 Turbine/Generator Full Power
07/08/01 0300 1156 99.9 Turbine/Generator Full Power
07/08/01 0400 1156 100 Turbine/Generator Full Power
07/08/01 0500 1156 100 Turbine/Generator Full Power
07/08/01 0600 1156 99.9 Turbine/Generator Full Power
07/08/01 0700 1156 99.9 Turbine/Generator Full Power
07/08/01 0800 1155 99.9 Turbine/Generator Full Power
07/08/01 0900 1155 99.9 Turbine/Generator Full Power
07/08/01 1000 1156 99.9 Turbine/Generator Full Power
07/08/01 1100 1156 100 Turbine/Generator Full Power
07/08/01 1200 1157 100 Turbine/Generator Full Power
07/08/01 1300 1157 100 Turbine/Generator Full Power
07/08/01 1400 1156 99.9 Turbine/Generator Full Power
07/08/01 1500 1155 100 Turbine/Generator Full Power
07/08/01 1600 1155 99.9 Turbine/Generator Full Power
07/08/01 1700 1156 100 Turbine/Generator Full Power
07/08/01 1800 1157 100 Turbine/Generator Full Power
07/08/01 1900 1157 100 Turbine/Generator Full Power
07/08/01 2000 1157 100 Turbine/Generator Full Power
07/08/01 2100 1157 100 Turbine/Generator Full Power
07/08/01 2200 1157 100 Turbine/Generator Full Power
07/08/01 2300 1157 100 Turbine/Generator Full Power
07/08/01 2400 1157 100 Turbine/Generator Full Power
07/09/01 0100 1157 99.9 Turbine/Generator Full Power
07/09/01 0200 1157 99.9 Turbine/Generator Full Power
07/09/01 0300 1157 100 Turbine/Generator Full Power
07/09/01 0400 1156 99.9 Turbine/Generator Full Power
07/09/01 0500 1156 100 Turbine/Generator Full Power
07/09/01 0600 1157 100 Turbine/Generator Full Power
07/09/01 0700 1156 99.9 Turbine/Generator Full Power
07/09/01 0800 1156 99.9 Turbine/Generator Full Power
07/09/01 0900 1157 99.9 Turbine/Generator Full Power
07/09/01 1000 1157 100 Turbine/Generator Full Power
07/09/01 1100 1158 100 Turbine/Generator Full Power
07/09/01 1200 1157 100 Turbine/Generator Full Power
07/09/01 1300 1157 100 Turbine/Generator Full Power



07/09/01 1400 1157 100 Turbine/Generator Full Power
07/09/01 1500 1157 100 Turbine/Generator Full Power
07/09/01 1600 1157 100 Turbine/Generator Full Power
07/09/01 1700 1158 100 Turbine/Generator Full Power
07/09/01 1800 1158 100 Turbine/Generator Full Power
07/09/01 1900 1158 99.9 Turbine/Generator Full Power
07/09/01 2000 1158 100 Turbine/Generator Full Power
07/09/01 2100 1158 100 Turbine/Generator Full Power
07/09/01 2200 1158 100 Turbine/Generator Full Power
07/09/01 2300 1158 100 Turbine/Generator Full Power
07/09/01 2400 1157 100 Turbine/Generator Full Power
07/10/01 0100 1157 100 Turbine/Generator Full Power
07/10/01 0200 1157 100 Turbine/Generator Full Power
07/10/01 0300 1158 100 Turbine/Generator Full Power
07/10/01 0400 1158 100 Turbine/Generator Full Power
07/10/01 0500 1158 100 Turbine/Generator Full Power
07/10/01 0600 1158 100 Turbine/Generator Full Power
07/10/01 0700 1158 100 Turbine/Generator Full Power
07/10/01 0800 1158 100 Turbine/Generator Full Power
07/10/01 0900 1158 100 Turbine/Generator Full Power
07/10/01 1000 1158 99.9 Turbine/Generator Full Power
07/10/01 1100 1157 100 Turbine/Generator Full Power
07/10/01 1200 1157 100 Turbine/Generator Full Power
07/10/01 1300 1158 100 Turbine/Generator Full Power
07/10/01 1400 1158 100 Turbine/Generator Full Power
07/10/01 1500 1158 99.9 Turbine/Generator Full Power
07/10/01 1600 1158 100 Turbine/Generator Full Power
07/10/01 1700 1157 99.9 Turbine/Generator Full Power
07/10/01 1800 1158 100 Turbine/Generator Full Power
07/10/01 1900 1157 99.9 Turbine/Generator Full Power
07/10/01 2000 1158 100 Turbine/Generator Full Power
07/10/01 2100 1158 100 Turbine/Generator Full Power
07/10/01 2200 1157 100 Turbine/Generator Full Power
07/10/01 2300 1158 100 Turbine/Generator Full Power
07/10/01 2400 1158 100 Turbine/Generator Full Power
07/11/01 0100 1158 100 Turbine/Generator Full Power
07/11/01 0200 1158 100 Turbine/Generator Full Power
07/11/01 0300 1158 100 Turbine/Generator Full Power
07/11/01 0400 1158 100 Turbine/Generator Full Power
07/11/01 0500 1158 100 Turbine/Generator Full Power
07/11/01 0600 1158 100 Turbine/Generator Full Power
07/11/01 0700 1158 100 Turbine/Generator Full Power
07/11/01 0800 1159 99.9 Turbine/Generator Full Power
07/11/01 0900 1159 100 Turbine/Generator Full Power
07/11/01 1000 1159 101 Turbine/Generator Full Power
07/11/01 1100 1159 101 Turbine/Generator Full Power
07/11/01 1200 1158 101 Turbine/Generator Full Power
07/11/01 1300 1158 101 Turbine/Generator Full Power
07/11/01 1400 1159 101 Turbine/Generator Full Power
07/11/01 1500 1159 101.1 Turbine/Generator Full Power
07/11/01 1600 1158 101.1 Turbine/Generator Full Power
07/11/01 1700 1158 101.1 Turbine/Generator Full Power
07/11/01 1800 1158 99.9 Turbine/Generator Full Power



07/11/01 1900 1158 100 Turbine/Generator Full Power
07/11/01 2000 1158 100 Turbine/Generator Full Power
07/11/01 2100 1157 100 Turbine/Generator Full Power
07/11/01 2200 1158 100 Turbine/Generator Full Power
07/11/01 2300 1157 99.9 Turbine/Generator Full Power
07/11/01 2400 1158 100 Turbine/Generator Full Power
07/12/01 0100 1158 100 Turbine/Generator Full Power
07/12/01 0200 1158 100 Turbine/Generator Full Power
07/12/01 0300 1158 100 Turbine/Generator Full Power
07/12/01 0400 1158 100 Turbine/Generator Full Power
07/12/01 0500 1159 100 Turbine/Generator Full Power
07/12/01 0600 1158 100 Turbine/Generator Full Power
07/12/01 0700 1159 100 Turbine/Generator Full Power
07/12/01 0800 1159 100 Turbine/Generator Full Power
07/12/01 0900 1159 100 Turbine/Generator Full Power
07/12/01 1000 1159 99.9 Turbine/Generator Full Power
07/12/01 1100 1158 100 Turbine/Generator Full Power
07/12/01 1200 1158 100 Turbine/Generator Full Power
07/12/01 1300 1158 100 Turbine/Generator Full Power
07/12/01 1400 1159 99.9 Turbine/Generator Full Power
07/12/01 1500 1159 99.9 Turbine/Generator Full Power
07/12/01 1600 1159 99.9 Turbine/Generator Full Power
07/12/01 1700 1159 99.9 Turbine/Generator Full Power
07/12/01 1800 1159 100 Turbine/Generator Full Power
07/12/01 1900 1159 100 Turbine/Generator Full Power
07/12/01 2000 1159 99.9 Turbine/Generator Full Power
07/12/01 2100 1159 99.9 Turbine/Generator Full Power
07/12/01 2200 1159 100 Turbine/Generator Full Power
07/12/01 2300 1158 100 Turbine/Generator Full Power
07/12/01 2400 1159 100 Turbine/Generator Full Power
07/13/01 0100 1159 100 Turbine/Generator Full Power
07/13/01 0200 1159 100 Turbine/Generator Full Power
07/13/01 0300 1159 100 Turbine/Generator Full Power
07/13/01 0400 1159 100 Turbine/Generator Full Power
07/13/01 0500 1159 100 Turbine/Generator Full Power
07/13/01 0600 1159 100 Turbine/Generator Full Power
07/13/01 0700 1159 100 Turbine/Generator Full Power
07/13/01 0800 1159 100 Turbine/Generator Full Power
07/13/01 0900 1159 100 Turbine/Generator Full Power
07/13/01 1000 1159 100 Turbine/Generator Full Power
07/13/01 1100 1158 99.9 Turbine/Generator Full Power
07/13/01 1200 1159 100 Turbine/Generator Full Power
07/13/01 1300 1159 100 Turbine/Generator Full Power
07/13/01 1400 1159 100 Turbine/Generator Full Power
07/13/01 1500 1159 99.9 Turbine/Generator Full Power
07/13/01 1600 1160 100 Turbine/Generator Full Power
07/13/01 1700 1160 100 Turbine/Generator Full Power
07/13/01 1800 1160 100 Turbine/Generator Full Power
07/13/01 1900 1160 100 Turbine/Generator Full Power
07/13/01 2000 1160 100 Turbine/Generator Full Power
07/13/01 2100 1159 100 Turbine/Generator Full Power
07/13/01 2200 1160 100 Turbine/Generator Full Power
07/13/01 2300 1160 100 Turbine/Generator Full Power



07/13/01 2400 1160 100 Turbine/Generator Full Power
07/14/01 0100 1160 100 Turbine/Generator Full Power
07/14/01 0200 1160 100 Turbine/Generator Full Power
07/14/01 0300 1159 100 Turbine/Generator Full Power
07/14/01 0400 1160 100 Turbine/Generator Full Power
07/14/01 0500 1160 100 Turbine/Generator Full Power
07/14/01 0600 1160 100 Turbine/Generator Full Power
07/14/01 0700 1160 100 Turbine/Generator Full Power
07/14/01 0800 1160 100 Turbine/Generator Full Power
07/14/01 0900 1160 100 Turbine/Generator Full Power
07/14/01 1000 1160 100 Turbine/Generator Full Power
07/14/01 1100 1160 100 Turbine/Generator Full Power
07/14/01 1200 1159 100 Turbine/Generator Full Power
07/14/01 1300 1159 100 Turbine/Generator Full Power
07/14/01 1400 1159 100 Turbine/Generator Full Power
07/14/01 1500 1160 100 Turbine/Generator Full Power
07/14/01 1600 1160 99.9 Turbine/Generator Full Power
07/14/01 1700 1160 100 Turbine/Generator Full Power
07/14/01 1800 1160 100 Turbine/Generator Full Power
07/14/01 1900 1160 100 Turbine/Generator Full Power
07/14/01 2000 1160 100 Turbine/Generator Full Power
07/14/01 2100 1160 100 Turbine/Generator Full Power
07/14/01 2200 1160 100 Turbine/Generator Full Power
07/14/01 2300 1159 100 Turbine/Generator Full Power
07/14/01 2400 1159 100 Turbine/Generator Full Power
07/15/01 0100 1159 100 Turbine/Generator Full Power
07/15/01 0200 1159 100 Turbine/Generator Full Power
07/15/01 0300 1159 100 Turbine/Generator Full Power
07/15/01 0400 1159 100 Turbine/Generator Full Power
07/15/01 0500 1160 99.9 Turbine/Generator Full Power
07/15/01 0600 1160 99.9 Turbine/Generator Full Power
07/15/01 0700 1160 100 Turbine/Generator Full Power
07/15/01 0800 1160 100 Turbine/Generator Full Power
07/15/01 0900 1160 100 Turbine/Generator Full Power
07/15/01 1000 1160 100 Turbine/Generator Full Power
07/15/01 1100 1160 100 Turbine/Generator Full Power
07/15/01 1200 1159 100 Turbine/Generator Full Power
07/15/01 1300 1159 100 Turbine/Generator Full Power
07/15/01 1400 1159 100 Turbine/Generator Full Power
07/15/01 1500 1159 100 Turbine/Generator Full Power
07/15/01 1600 1160 100 Turbine/Generator Full Power
07/15/01 1700 1159 100 Turbine/Generator Full Power
07/15/01 1800 1160 100 Turbine/Generator Full Power
07/15/01 1900 1160 100 Turbine/Generator Full Power
07/15/01 2000 1160 99.9 Turbine/Generator Full Power
07/15/01 2100 1160 100 Turbine/Generator Full Power
07/15/01 2200 1159 100 Turbine/Generator Full Power
07/15/01 2300 1159 99.9 Turbine/Generator Full Power
07/15/01 2400 1160 100 Turbine/Generator Full Power
07/16/01 0100 1160 100 Turbine/Generator Full Power
07/16/01 0200 1159 100 Turbine/Generator Full Power
07/16/01 0300 1160 100 Turbine/Generator Full Power
07/16/01 0400 1159 99.9 Turbine/Generator Full Power



07/16/01 0500 1160 100 Turbine/Generator Full Power
07/16/01 0600 1160 100 Turbine/Generator Full Power
07/16/01 0700 1160 100 Turbine/Generator Full Power
07/16/01 0800 1160 100 Turbine/Generator Full Power
07/16/01 0900 1159 100 Turbine/Generator Full Power
07/16/01 1000 1159 100 Turbine/Generator Full Power
07/16/01 1100 1160 100 Turbine/Generator Full Power
07/16/01 1200 1160 99.9 Turbine/Generator Full Power
07/16/01 1300 1159 100 Turbine/Generator Full Power
07/16/01 1400 1159 100 Turbine/Generator Full Power
07/16/01 1500 1159 100 Turbine/Generator Full Power
07/16/01 1600 1159 100 Turbine/Generator Full Power
07/16/01 1700 1159 99.9 Turbine/Generator Full Power
07/16/01 1800 1159 100 Turbine/Generator Full Power
07/16/01 1900 1159 99.9 Turbine/Generator Full Power
07/16/01 2000 1159 99.9 Turbine/Generator Full Power
07/16/01 2100 1159 100 Turbine/Generator Full Power
07/16/01 2200 1159 100 Turbine/Generator Full Power
07/16/01 2300 1159 100 Turbine/Generator Full Power
07/16/01 2400 1159 100 Turbine/Generator Full Power
07/17/01 0100 1159 100 Turbine/Generator Full Power
07/17/01 0200 1159 100 Turbine/Generator Full Power
07/17/01 0300 1160 100 Turbine/Generator Full Power
07/17/01 0400 1159 100.1 Turbine/Generator Full Power
07/17/01 0500 1160 100 Turbine/Generator Full Power
07/17/01 0600 1159 99.7 Turbine/Generator Full Power
07/17/01 0700 1160 99.8 Turbine/Generator Full Power
07/17/01 0800 1160 99.9 Turbine/Generator Full Power
07/17/01 0900 1160 99.8 Turbine/Generator Full Power
07/17/01 1000 1160 99.8 Turbine/Generator Full Power
07/17/01 1100 1160 99.8 Turbine/Generator Full Power
07/17/01 1200 1159 99.8 Turbine/Generator Full Power
07/17/01 1300 1159 99.8 Turbine/Generator Full Power
07/17/01 1400 1159 99.8 Turbine/Generator Full Power
07/17/01 1500 1159 99.8 Turbine/Generator Full Power
07/17/01 1600 1159 99.8 Turbine/Generator Full Power
07/17/01 1700 1159 99.8 Turbine/Generator Full Power
07/17/01 1800 1159 99.9 Turbine/Generator Full Power
07/17/01 1900 1159 99.9 Turbine/Generator Full Power
07/17/01 2000 1159 99.9 Turbine/Generator Full Power
07/17/01 2100 1159 100 Turbine/Generator Full Power
07/17/01 2200 1160 99.9 Turbine/Generator Full Power
07/17/01 2300 1159 99.9 Turbine/Generator Full Power
07/17/01 2400 1158 100 Turbine/Generator Full Power
07/18/01 0100 1159 100 Turbine/Generator Full Power
07/18/01 0200 1159 100 Turbine/Generator Full Power
07/18/01 0300 1160 100 Turbine/Generator Full Power
07/18/01 0400 1159 99.8 Turbine/Generator Full Power
07/18/01 0500 1160 99.9 Turbine/Generator Full Power
07/18/01 0600 1160 99.9 Turbine/Generator Full Power
07/18/01 0700 1160 99.9 Turbine/Generator Full Power
07/18/01 0800 1160 99.9 Turbine/Generator Full Power
07/18/01 0900 1160 99.8 Turbine/Generator Full Power



07/18/01 1000 1160 99.9 Turbine/Generator Full Power
07/18/01 1100 1159 99.9 Turbine/Generator Full Power
07/18/01 1200 1159 99.9 Turbine/Generator Full Power
07/18/01 1300 1159 99.9 Turbine/Generator Full Power
07/18/01 1400 1159 99.8 Turbine/Generator Full Power
07/18/01 1500 1159 99.9 Turbine/Generator Full Power
07/18/01 1600 1159 99.9 Turbine/Generator Full Power
07/18/01 1700 1159 99.9 Turbine/Generator Full Power
07/18/01 1800 1160 99.9 Turbine/Generator Full Power
07/18/01 1900 1160 99.9 Turbine/Generator Full Power
07/18/01 2000 1160 99.9 Turbine/Generator Full Power
07/18/01 2100 1160 100 Turbine/Generator Full Power
07/18/01 2200 1160 100 Turbine/Generator Full Power
07/18/01 2300 1159 99.9 Turbine/Generator Full Power
07/18/01 2400 1159 100 Turbine/Generator Full Power
07/19/01 0100 1158 99.9 Turbine/Generator Full Power
07/19/01 0200 1158 99.9 Turbine/Generator Full Power
07/19/01 0300 1158 100 Turbine/Generator Full Power
07/19/01 0400 1158 100 Turbine/Generator Full Power
07/19/01 0500 1159 99.9 Turbine/Generator Full Power
07/19/01 0600 1159 99.9 Turbine/Generator Full Power
07/19/01 0700 1160 99.9 Turbine/Generator Full Power
07/19/01 0800 1160 100 Turbine/Generator Full Power
07/19/01 0900 1160 100 Turbine/Generator Full Power
07/19/01 1000 1160 100 Turbine/Generator Full Power
07/19/01 1100 1160 99.9 Turbine/Generator Full Power
07/19/01 1200 1159 100 Turbine/Generator Full Power
07/19/01 1300 1158 100 Turbine/Generator Full Power
07/19/01 1400 1156 100 Turbine/Generator Full Power
07/19/01 1500 1156 100 Turbine/Generator Full Power
07/19/01 1600 1156 100 Turbine/Generator Full Power
07/19/01 1700 1155 99.9 Turbine/Generator Full Power
07/19/01 1800 1156 99.9 Turbine/Generator Full Power
07/19/01 1900 1156 99.9 Turbine/Generator Full Power
07/19/01 2000 1157 99.9 Turbine/Generator Full Power
07/19/01 2100 1152 99.5 Turbine/Generator Full Power
07/19/01 2200 1157 100 Turbine/Generator Full Power
07/19/01 2300 1158 100.1 Turbine/Generator Full Power
07/19/01 2400 1158 100 Turbine/Generator Full Power
07/20/01 0100 1156 100 Turbine/Generator Full Power
07/20/01 0200 1156 100 Turbine/Generator Full Power
07/20/01 0300 1156 100 Turbine/Generator Full Power
07/20/01 0400 1156 100 Turbine/Generator Full Power
07/20/01 0500 1156 100 Turbine/Generator Full Power
07/20/01 0600 1156 100 Turbine/Generator Full Power
07/20/01 0700 1156 100 Turbine/Generator Full Power
07/20/01 0800 1156 100 Turbine/Generator Full Power
07/20/01 0900 1157 100 Turbine/Generator Full Power
07/20/01 1000 1157 100 Turbine/Generator Full Power
07/20/01 1100 1157 100 Turbine/Generator Full Power
07/20/01 1200 1157 100 Turbine/Generator Full Power
07/20/01 1300 1157 100 Turbine/Generator Full Power
07/20/01 1400 1157 100 Turbine/Generator Full Power



07/20/01 1500 1157 100 Turbine/Generator Full Power
07/20/01 1600 1156 100 Turbine/Generator Full Power
07/20/01 1700 1156 99.9 Turbine/Generator Full Power
07/20/01 1800 1157 100 Turbine/Generator Full Power
07/20/01 1900 1158 99.9 Turbine/Generator Full Power
07/20/01 2000 1156 100 Turbine/Generator Full Power
07/20/01 2100 1158 100 Turbine/Generator Full Power
07/20/01 2200 1156 100 Turbine/Generator Full Power
07/20/01 2300 1157 100 Turbine/Generator Full Power
07/20/01 2400 1157 100 Turbine/Generator Full Power
07/21/01 0100 1157 100 Turbine/Generator Full Power
07/21/01 0200 1156 100 Turbine/Generator Full Power
07/21/01 0300 1157 100 Turbine/Generator Full Power
07/21/01 0400 1157 100 Turbine/Generator Full Power
07/21/01 0500 1157 100 Turbine/Generator Full Power
07/21/01 0600 1157 100 Turbine/Generator Full Power
07/21/01 0700 1157 100 Turbine/Generator Full Power
07/21/01 0800 1156 100 Turbine/Generator Full Power
07/21/01 0900 1156 100 Turbine/Generator Full Power
07/21/01 1000 1157 100 Turbine/Generator Full Power
07/21/01 1100 1157 100 Turbine/Generator Full Power
07/21/01 1200 1157 100 Turbine/Generator Full Power
07/21/01 1300 1157 100 Turbine/Generator Full Power
07/21/01 1400 1157 100 Turbine/Generator Full Power
07/21/01 1500 1156 100 Turbine/Generator Full Power
07/21/01 1600 1158 99.8 Turbine/Generator Full Power
07/21/01 1700 1158 99.8 Turbine/Generator Full Power
07/21/01 1800 1160 99.9 Turbine/Generator Full Power
07/21/01 1900 1159 100 Turbine/Generator Full Power
07/21/01 2000 1159 99.9 Turbine/Generator Full Power
07/21/01 2100 1160 100 Turbine/Generator Full Power
07/21/01 2200 1160 100 Turbine/Generator Full Power
07/21/01 2300 1160 99.9 Turbine/Generator Full Power
07/21/01 2400 1160 100 Turbine/Generator Full Power
07/22/01 0100 1160 100 Turbine/Generator Full Power
07/22/01 0200 1160 100 Turbine/Generator Full Power
07/22/01 0300 1160 100 Turbine/Generator Full Power
07/22/01 0400 1160 100 Turbine/Generator Full Power
07/22/01 0500 1160 100 Turbine/Generator Full Power
07/22/01 0600 1160 100 Turbine/Generator Full Power
07/22/01 0700 1159 100 Turbine/Generator Full Power
07/22/01 0800 1160 100 Turbine/Generator Full Power
07/22/01 0900 1159 100 Turbine/Generator Full Power
07/22/01 1000 1159 100 Turbine/Generator Full Power
07/22/01 1100 1160 99.9 Turbine/Generator Full Power
07/22/01 1200 1160 100 Turbine/Generator Full Power
07/22/01 1300 1160 100 Turbine/Generator Full Power
07/22/01 1400 1160 100 Turbine/Generator Full Power
07/22/01 1500 1159 99.9 Turbine/Generator Full Power
07/22/01 1600 1159 100 Turbine/Generator Full Power
07/22/01 1700 1159 99.9 Turbine/Generator Full Power
07/22/01 1800 1159 100 Turbine/Generator Full Power
07/22/01 1900 1160 100 Turbine/Generator Full Power



07/22/01 2000 1159 100 Turbine/Generator Full Power
07/22/01 2100 1160 100 Turbine/Generator Full Power
07/22/01 2200 1159 100 Turbine/Generator Full Power
07/22/01 2300 1160 100 Turbine/Generator Full Power
07/22/01 2400 1160 100 Turbine/Generator Full Power
07/23/01 0100 1160 100 Turbine/Generator Full Power
07/23/01 0200 1160 100 Turbine/Generator Full Power
07/23/01 0300 1159 100 Turbine/Generator Full Power
07/23/01 0400 1160 100 Turbine/Generator Full Power
07/23/01 0500 1159 100 Turbine/Generator Full Power
07/23/01 0600 1159 100 Turbine/Generator Full Power
07/23/01 0700 1160 100 Turbine/Generator Full Power
07/23/01 0800 1159 100 Turbine/Generator Full Power
07/23/01 0900 1160 100 Turbine/Generator Full Power
07/23/01 1000 1159 100 Turbine/Generator Full Power
07/23/01 1100 1159 100 Turbine/Generator Full Power
07/23/01 1200 1160 100 Turbine/Generator Full Power
07/23/01 1300 1160 100 Turbine/Generator Full Power
07/23/01 1400 1160 100 Turbine/Generator Full Power
07/23/01 1500 1160 99.9 Turbine/Generator Full Power
07/23/01 1600 1160 100 Turbine/Generator Full Power
07/23/01 1700 1160 100 Turbine/Generator Full Power
07/23/01 1800 1158 99.9 Turbine/Generator Full Power
07/23/01 1900 1160 100 Turbine/Generator Full Power
07/23/01 2000 1159 100 Turbine/Generator Full Power
07/23/01 2100 1158 100 Turbine/Generator Full Power
07/23/01 2200 1158 100 Turbine/Generator Full Power
07/23/01 2300 1157 100 Turbine/Generator Full Power
07/23/01 2400 1159 100 Turbine/Generator Full Power
07/24/01 0100 1157 100 Turbine/Generator Full Power
07/24/01 0200 1157 100 Turbine/Generator Full Power
07/24/01 0300 1157 99.9 Turbine/Generator Full Power
07/24/01 0400 1156 100 Turbine/Generator Full Power
07/24/01 0500 1158 100 Turbine/Generator Full Power
07/24/01 0600 1157 100 Turbine/Generator Full Power
07/24/01 0700 1157 100 Turbine/Generator Full Power
07/24/01 0800 1157 100 Turbine/Generator Full Power
07/24/01 0900 1158 100 Turbine/Generator Full Power
07/24/01 1000 1158 100 Turbine/Generator Full Power
07/24/01 1100 1158 100 Turbine/Generator Full Power
07/24/01 1200 1158 99.9 Turbine/Generator Full Power
07/24/01 1300 1158 100 Turbine/Generator Full Power
07/24/01 1400 1158 100 Turbine/Generator Full Power
07/24/01 1500 1155 99.8 Turbine/Generator Full Power
07/24/01 1600 1158 99.9 Turbine/Generator Full Power
07/24/01 1700 1158 100 Turbine/Generator Full Power
07/24/01 1800 1158 100 Turbine/Generator Full Power
07/24/01 1900 1158 100 Turbine/Generator Full Power
07/24/01 2000 1159 100 Turbine/Generator Full Power
07/24/01 2100 1159 100 Turbine/Generator Full Power
07/24/01 2200 1159 100 Turbine/Generator Full Power
07/24/01 2300 1158 100 Turbine/Generator Full Power
07/24/01 2400 1158 100 Turbine/Generator Full Power



07/25/01 0100 1158 100 Turbine/Generator Full Power
07/25/01 0200 1159 100 Turbine/Generator Full Power
07/25/01 0300 1159 100 Turbine/Generator Full Power
07/25/01 0400 1159 100 Turbine/Generator Full Power
07/25/01 0500 1159 99.9 Turbine/Generator Full Power
07/25/01 0600 1159 100 Turbine/Generator Full Power
07/25/01 0700 1159 100 Turbine/Generator Full Power
07/25/01 0800 1157 99.9 Turbine/Generator Full Power
07/25/01 0900 1158 99.9 Turbine/Generator Full Power
07/25/01 1000 1158 100 Turbine/Generator Full Power
07/25/01 1100 1158 100 Turbine/Generator Full Power
07/25/01 1200 1158 100 Turbine/Generator Full Power
07/25/01 1300 1159 99.9 Turbine/Generator Full Power
07/25/01 1400 1159 100 Turbine/Generator Full Power
07/25/01 1500 1160 100 Turbine/Generator Full Power
07/25/01 1600 1160 99.9 Turbine/Generator Full Power
07/25/01 1700 1159 100 Turbine/Generator Full Power
07/25/01 1800 1159 100 Turbine/Generator Full Power
07/25/01 1900 1158 100 Turbine/Generator Full Power
07/25/01 2000 1158 99.9 Turbine/Generator Full Power
07/25/01 2100 1159 100 Turbine/Generator Full Power
07/25/01 2200 1159 100 Turbine/Generator Full Power
07/25/01 2300 1159 100 Turbine/Generator Full Power
07/25/01 2400 1159 100 Turbine/Generator Full Power
07/26/01 0100 1159 99.9 Turbine/Generator Full Power
07/26/01 0200 1159 100 Turbine/Generator Full Power
07/26/01 0300 1159 100 Turbine/Generator Full Power
07/26/01 0400 1159 100 Turbine/Generator Full Power
07/26/01 0500 1159 100 Turbine/Generator Full Power
07/26/01 0600 1159 100 Turbine/Generator Full Power
07/26/01 0700 1159 100 Turbine/Generator Full Power
07/26/01 0800 1158 99.9 Turbine/Generator Full Power
07/26/01 0900 1159 100 Turbine/Generator Full Power
07/26/01 1000 1159 100 Turbine/Generator Full Power
07/26/01 1100 1159 99.9 Turbine/Generator Full Power
07/26/01 1200 1159 99.9 Turbine/Generator Full Power
07/26/01 1300 1159 99.9 Turbine/Generator Full Power
07/26/01 1400 1159 100 Turbine/Generator Full Power
07/26/01 1500 1159 100 Turbine/Generator Full Power
07/26/01 1600 1160 99.9 Turbine/Generator Full Power
07/26/01 1700 1160 99.9 Turbine/Generator Full Power
07/26/01 1800 1160 100 Turbine/Generator Full Power
07/26/01 1900 1160 99.9 Turbine/Generator Full Power
07/26/01 2000 1159 100 Turbine/Generator Full Power
07/26/01 2100 1159 99.9 Turbine/Generator Full Power
07/26/01 2200 1159 100 Turbine/Generator Full Power
07/26/01 2300 1159 100 Turbine/Generator Full Power
07/26/01 2400 1159 100 Turbine/Generator Full Power
07/27/01 0100 1159 100 Turbine/Generator Full Power
07/27/01 0200 1159 100 Turbine/Generator Full Power
07/27/01 0300 1159 100 Turbine/Generator Full Power
07/27/01 0400 1159 99.9 Turbine/Generator Full Power
07/27/01 0500 1160 100 Turbine/Generator Full Power



07/27/01 0600 1160 100 Turbine/Generator Full Power
07/27/01 0700 1159 100 Turbine/Generator Full Power
07/27/01 0800 1159 100 Turbine/Generator Full Power
07/27/01 0900 1159 100 Turbine/Generator Full Power
07/27/01 1000 1159 100 Turbine/Generator Full Power
07/27/01 1100 1159 100 Turbine/Generator Full Power
07/27/01 1200 1159 100 Turbine/Generator Full Power
07/27/01 1300 1159 100 Turbine/Generator Full Power
07/27/01 1400 1160 100 Turbine/Generator Full Power
07/27/01 1500 1160 100 Turbine/Generator Full Power
07/27/01 1600 1160 100 Turbine/Generator Full Power
07/27/01 1700 1160 100 Turbine/Generator Full Power
07/27/01 1800 1160 100 Turbine/Generator Full Power
07/27/01 1900 1160 100 Turbine/Generator Full Power
07/27/01 2000 1161 100 Turbine/Generator Full Power
07/27/01 2100 1160 100 Turbine/Generator Full Power
07/27/01 2200 1160 100 Turbine/Generator Full Power
07/27/01 2300 1160 100 Turbine/Generator Full Power
07/27/01 2400 1160 100 Turbine/Generator Full Power
07/28/01 0100 1159 100 Turbine/Generator Full Power
07/28/01 0200 1160 100 Turbine/Generator Full Power
07/28/01 0300 1159 100 Turbine/Generator Full Power
07/28/01 0400 1160 100 Turbine/Generator Full Power
07/28/01 0500 1160 100 Turbine/Generator Full Power
07/28/01 0600 1160 100 Turbine/Generator Full Power
07/28/01 0700 1159 100 Turbine/Generator Full Power
07/28/01 0800 1159 100 Turbine/Generator Full Power
07/28/01 0900 1160 100 Turbine/Generator Full Power
07/28/01 1000 1159 100 Turbine/Generator Full Power
07/28/01 1100 1159 99.9 Turbine/Generator Full Power
07/28/01 1200 1159 100 Turbine/Generator Full Power
07/28/01 1300 1159 100 Turbine/Generator Full Power
07/28/01 1400 1159 100 Turbine/Generator Full Power
07/28/01 1500 1159 100 Turbine/Generator Full Power
07/28/01 1600 1159 100 Turbine/Generator Full Power
07/28/01 1700 1160 100 Turbine/Generator Full Power
07/28/01 1800 1159 99.9 Turbine/Generator Full Power
07/28/01 1900 1160 100 Turbine/Generator Full Power
07/28/01 2000 1160 100 Turbine/Generator Full Power
07/28/01 2100 1160 100 Turbine/Generator Full Power
07/28/01 2200 1160 100 Turbine/Generator Full Power
07/28/01 2300 1160 100 Turbine/Generator Full Power
07/28/01 2400 1160 100 Turbine/Generator Full Power
07/29/01 0100 1160 100 Turbine/Generator Full Power
07/29/01 0200 1160 100 Turbine/Generator Full Power
07/29/01 0300 1160 100 Turbine/Generator Full Power
07/29/01 0400 1161 100 Turbine/Generator Full Power
07/29/01 0500 1161 100 Turbine/Generator Full Power
07/29/01 0600 1161 100 Turbine/Generator Full Power
07/29/01 0700 1160 100 Turbine/Generator Full Power
07/29/01 0800 1160 100 Turbine/Generator Full Power
07/29/01 0900 1160 100 Turbine/Generator Full Power
07/29/01 1000 1160 100 Turbine/Generator Full Power



07/29/01 1100 1160 100 Turbine/Generator Full Power
07/29/01 1200 1160 100 Turbine/Generator Full Power
07/29/01 1300 1160 100 Turbine/Generator Full Power
07/29/01 1400 1159 100 Turbine/Generator Full Power
07/29/01 1500 1159 100 Turbine/Generator Full Power
07/29/01 1600 1160 99.9 Turbine/Generator Full Power
07/29/01 1700 1159 100 Turbine/Generator Full Power
07/29/01 1800 1160 100 Turbine/Generator Full Power
07/29/01 1900 1160 100 Turbine/Generator Full Power
07/29/01 2000 1161 100 Turbine/Generator Full Power
07/29/01 2100 1160 100 Turbine/Generator Full Power
07/29/01 2200 1161 100 Turbine/Generator Full Power
07/29/01 2300 1160 100 Turbine/Generator Full Power
07/29/01 2400 1161 100 Turbine/Generator Full Power
07/30/01 0100 1159 100 Turbine/Generator Full Power
07/30/01 0200 1160 100 Turbine/Generator Full Power
07/30/01 0300 1160 100 Turbine/Generator Full Power
07/30/01 0400 1161 100 Turbine/Generator Full Power
07/30/01 0500 1161 100 Turbine/Generator Full Power
07/30/01 0600 1161 100 Turbine/Generator Full Power
07/30/01 0700 1161 100 Turbine/Generator Full Power
07/30/01 0800 1160 100 Turbine/Generator Full Power
07/30/01 0900 1160 100 Turbine/Generator Full Power
07/30/01 1000 1160 100 Turbine/Generator Full Power
07/30/01 1100 1160 100 Turbine/Generator Full Power
07/30/01 1200 1160 100 Turbine/Generator Full Power
07/30/01 1300 1159 100 Turbine/Generator Full Power
07/30/01 1400 1159 99.9 Turbine/Generator Full Power
07/30/01 1500 1159 99.9 Turbine/Generator Full Power
07/30/01 1600 1159 100 Turbine/Generator Full Power
07/30/01 1700 1160 100 Turbine/Generator Full Power
07/30/01 1800 1160 100 Turbine/Generator Full Power
07/30/01 1900 1160 100 Turbine/Generator Full Power
07/30/01 2000 1160 100 Turbine/Generator Full Power
07/30/01 2100 1161 100 Turbine/Generator Full Power
07/30/01 2200 1160 100 Turbine/Generator Full Power
07/30/01 2300 1160 100 Turbine/Generator Full Power
07/30/01 2400 1160 100 Turbine/Generator Full Power
07/31/01 0100 1160 100 Turbine/Generator Full Power
07/31/01 0200 1160 100 Turbine/Generator Full Power
07/31/01 0300 1159 100 Turbine/Generator Full Power
07/31/01 0400 1160 100 Turbine/Generator Full Power
07/31/01 0500 1159 100 Turbine/Generator Full Power
07/31/01 0600 1160 100 Turbine/Generator Full Power
07/31/01 0700 1160 100 Turbine/Generator Full Power
07/31/01 0800 1159 99.9 Turbine/Generator Full Power
07/31/01 0900 1161 99.9 Turbine/Generator Full Power
07/31/01 1000 1160 100 Turbine/Generator Full Power
07/31/01 1100 1155 99.7 Turbine/Generator Full Power
07/31/01 1200 1155 99.7 Turbine/Generator Full Power
07/31/01 1300 1156 99.8 Turbine/Generator Full Power
07/31/01 1400 1157 99.9 Turbine/Generator Full Power
07/31/01 1500 1158 99.9 Turbine/Generator Full Power



07/31/01 1600 1158 99.9 Turbine/Generator Full Power
07/31/01 1700 1159 99.9 Turbine/Generator Full Power
07/31/01 1800 1160 100 Turbine/Generator Full Power
07/31/01 1900 1160 99.9 Turbine/Generator Full Power
07/31/01 2000 1159 99.9 Turbine/Generator Full Power
07/31/01 2100 1160 100 Turbine/Generator Full Power
07/31/01 2200 1159 99.9 Turbine/Generator Full Power
07/31/01 2300 1159 100 Turbine/Generator Full Power
07/31/01 2400 1160 99.9 Turbine/Generator Full Power
08/01/01 0100 1158 100 Turbine/Generator Full Power
08/01/01 0200 1159 100 Turbine/Generator Full Power
08/01/01 0300 1158 100 03:49 started ramp-down due to increase in Generator
08/01/01 0400 1100 95 Condition RF Monitor readings. 
08/01/01 0500 1052 89.7 04:09 completed ramp-down.
08/01/01 0600 1109 95.3 04:53 started ramp-up to full-power.  There was a problem
08/01/01 0700 1115 95.9  with the RF monitor, not the Generator.
08/01/01 0800 1115 95.9
08/01/01 0900 1151 99.1
08/01/01 1000 1161 100.2 100% RX & TG.
08/01/01 1100 1160 100 Turbine/Generator Full Power
08/01/01 1200 1161 100.1 Turbine/Generator Full Power
08/01/01 1300 1160 100 Turbine/Generator Full Power
08/01/01 1400 1159 99.9 Turbine/Generator Full Power
08/01/01 1500 1157 99.8 Turbine/Generator Full Power
08/01/01 1600 1157 99.9 Turbine/Generator Full Power
08/01/01 1700 1158 99.9 Turbine/Generator Full Power
08/01/01 1800 1158 99.9 Turbine/Generator Full Power
08/01/01 1900 1158 99.9 Turbine/Generator Full Power
08/01/01 2000 1157 99.9 Turbine/Generator Full Power
08/01/01 2100 1157 99.9 Turbine/Generator Full Power
08/01/01 2200 1158 99.9 Turbine/Generator Full Power
08/01/01 2300 1158 99.9 Turbine/Generator Full Power
08/01/01 2400 1157 99.9 Turbine/Generator Full Power
08/02/01 0100 1158 100 Turbine/Generator Full Power
08/02/01 0200 1157 100 Turbine/Generator Full Power
08/02/01 0300 1158 100 Turbine/Generator Full Power
08/02/01 0400 1158 100 Turbine/Generator Full Power
08/02/01 0500 1159 100 Turbine/Generator Full Power
08/02/01 0600 1159 100 Turbine/Generator Full Power
08/02/01 0700 1159 100 Turbine/Generator Full Power
08/02/01 0800 1159 100 Turbine/Generator Full Power
08/02/01 0900 1159 100 Turbine/Generator Full Power
08/02/01 1000 1159 100 Turbine/Generator Full Power
08/02/01 1100 1159 100 Turbine/Generator Full Power
08/02/01 1200 1159 100 Turbine/Generator Full Power
08/02/01 1300 1160 100 Turbine/Generator Full Power
08/02/01 1400 1158 100 Turbine/Generator Full Power
08/02/01 1500 1158 100 Turbine/Generator Full Power
08/02/01 1600 1158 100 Turbine/Generator Full Power
08/02/01 1700 1159 100 Turbine/Generator Full Power
08/02/01 1800 1159 100 Turbine/Generator Full Power
08/02/01 1900 1159 100 Turbine/Generator Full Power
08/02/01 2000 1159 100 Turbine/Generator Full Power



08/02/01 2100 1159 100 Turbine/Generator Full Power
08/02/01 2200 1159 100 Turbine/Generator Full Power
08/02/01 2300 1159 100 Turbine/Generator Full Power
08/02/01 2400 1159 100 Turbine/Generator Full Power
08/03/01 0100 1158 99.9 Turbine/Generator Full Power
08/03/01 0200 1158 99.9 Turbine/Generator Full Power
08/03/01 0300 1158 100 Turbine/Generator Full Power
08/03/01 0400 1156 100 Turbine/Generator Full Power
08/03/01 0500 1158 100 Turbine/Generator Full Power
08/03/01 0600 1157 100 Turbine/Generator Full Power
08/03/01 0700 1157 100 Turbine/Generator Full Power
08/03/01 0800 1160 100 Turbine/Generator Full Power
08/03/01 0900 1159 100 Turbine/Generator Full Power
08/03/01 1000 1160 100 Turbine/Generator Full Power
08/03/01 1100 1160 100 Turbine/Generator Full Power
08/03/01 1200 1160 100 Turbine/Generator Full Power
08/03/01 1300 1158 100 Turbine/Generator Full Power
08/03/01 1400 1159 100 Turbine/Generator Full Power
08/03/01 1500 1155 99.6 Turbine/Generator Full Power
08/03/01 1600 1157 99.8 Turbine/Generator Full Power
08/03/01 1700 1159 100 Turbine/Generator Full Power
08/03/01 1800 1160 100 Turbine/Generator Full Power
08/03/01 1900 1160 100 Turbine/Generator Full Power
08/03/01 2000 1159 100 Turbine/Generator Full Power
08/03/01 2100 1160 100.1 Turbine/Generator Full Power
08/03/01 2200 1159 100 Turbine/Generator Full Power
08/03/01 2300 1159 99.9 Turbine/Generator Full Power
08/03/01 2400 1160 99.9 Turbine/Generator Full Power
08/04/01 0100 1159 100 Turbine/Generator Full Power
08/04/01 0200 1160 100 Turbine/Generator Full Power
08/04/01 0300 1159 100 Turbine/Generator Full Power
08/04/01 0400 1160 100 Turbine/Generator Full Power
08/04/01 0500 1158 100 Turbine/Generator Full Power
08/04/01 0600 1158 100 Turbine/Generator Full Power
08/04/01 0700 1159 100 Turbine/Generator Full Power
08/04/01 0800 1161 100 Turbine/Generator Full Power
08/04/01 0900 1161 100 Turbine/Generator Full Power
08/04/01 1000 1160 100 Turbine/Generator Full Power
08/04/01 1100 1161 100 Turbine/Generator Full Power
08/04/01 1200 1160 100 Turbine/Generator Full Power
08/04/01 1300 1161 100 Turbine/Generator Full Power
08/04/01 1400 1160 100 Turbine/Generator Full Power
08/04/01 1500 1161 100 Turbine/Generator Full Power
08/04/01 1600 1161 100 Turbine/Generator Full Power
08/04/01 1700 1160 100 Turbine/Generator Full Power
08/04/01 1800 1161 100 Turbine/Generator Full Power
08/04/01 1900 1160 100 Turbine/Generator Full Power
08/04/01 2000 1160 100 Turbine/Generator Full Power
08/04/01 2100 1159 99.9 Turbine/Generator Full Power
08/04/01 2200 1159 100 Turbine/Generator Full Power
08/04/01 2300 1160 100 Turbine/Generator Full Power
08/04/01 2400 1160 100 Turbine/Generator Full Power
08/05/01 0100 1159 100 Turbine/Generator Full Power



08/05/01 0200 1159 99.9 Turbine/Generator Full Power
08/05/01 0300 1160 100 Turbine/Generator Full Power
08/05/01 0400 1159 100 Turbine/Generator Full Power
08/05/01 0500 1159 100 Turbine/Generator Full Power
08/05/01 0600 1159 100 Turbine/Generator Full Power
08/05/01 0700 1158 100 Turbine/Generator Full Power
08/05/01 0800 1159 100 Turbine/Generator Full Power
08/05/01 0900 1159 100 Turbine/Generator Full Power
08/05/01 1000 1159 100 Turbine/Generator Full Power
08/05/01 1100 1160 100 Turbine/Generator Full Power
08/05/01 1200 1160 100 Turbine/Generator Full Power
08/05/01 1300 1161 100 Turbine/Generator Full Power
08/05/01 1400 1160 100 Turbine/Generator Full Power
08/05/01 1500 1160 100 Turbine/Generator Full Power
08/05/01 1600 1160 100 Turbine/Generator Full Power
08/05/01 1700 1160 100 Turbine/Generator Full Power
08/05/01 1800 1160 100 Turbine/Generator Full Power
08/05/01 1900 1160 100 Turbine/Generator Full Power
08/05/01 2000 1159 100 Turbine/Generator Full Power
08/05/01 2100 1160 100 Turbine/Generator Full Power
08/05/01 2200 1159 100 Turbine/Generator Full Power
08/05/01 2300 1159 100 Turbine/Generator Full Power
08/05/01 2400 1159 100 Turbine/Generator Full Power
08/06/01 0100 1159 100 Turbine/Generator Full Power
08/06/01 0200 1159 100 Turbine/Generator Full Power
08/06/01 0300 1159 100 Turbine/Generator Full Power
08/06/01 0400 1159 100 Turbine/Generator Full Power
08/06/01 0500 1159 100 Turbine/Generator Full Power
08/06/01 0600 1159 100 Turbine/Generator Full Power
08/06/01 0700 1159 100 Turbine/Generator Full Power
08/06/01 0800 1159 99.9 Turbine/Generator Full Power
08/06/01 0900 1158 100 Turbine/Generator Full Power
08/06/01 1000 1158 100 Turbine/Generator Full Power
08/06/01 1100 1158 99.9 Turbine/Generator Full Power
08/06/01 1200 1159 100 Turbine/Generator Full Power
08/06/01 1300 1158 100 Turbine/Generator Full Power
08/06/01 1400 1159 100 Turbine/Generator Full Power
08/06/01 1500 1158 100 Turbine/Generator Full Power
08/06/01 1600 1158 99.9 Turbine/Generator Full Power
08/06/01 1700 1158 99.9 Turbine/Generator Full Power
08/06/01 1800 1158 99.9 Turbine/Generator Full Power
08/06/01 1900 1157 99.9 Turbine/Generator Full Power
08/06/01 2000 1158 99.9 Turbine/Generator Full Power
08/06/01 2100 1159 99.9 Turbine/Generator Full Power
08/06/01 2200 1159 100 Turbine/Generator Full Power
08/06/01 2300 1159 99.9 Turbine/Generator Full Power
08/06/01 2400 1159 99.9 Turbine/Generator Full Power
08/07/01 0100 1159 100 Turbine/Generator Full Power
08/07/01 0200 1159 99.9 Turbine/Generator Full Power
08/07/01 0300 1159 100 Turbine/Generator Full Power
08/07/01 0400 1160 100 Turbine/Generator Full Power
08/07/01 0500 1159 99.9 Turbine/Generator Full Power
08/07/01 0600 1159 100 Turbine/Generator Full Power



08/07/01 0700 1159 100 Turbine/Generator Full Power
08/07/01 0800 1159 100 Turbine/Generator Full Power
08/07/01 0900 1159 100 Turbine/Generator Full Power
08/07/01 1000 1159 100 Turbine/Generator Full Power
08/07/01 1100 1159 100 Turbine/Generator Full Power
08/07/01 1200 1159 100 Turbine/Generator Full Power
08/07/01 1300 1161 100 Turbine/Generator Full Power
08/07/01 1400 1159 100 Turbine/Generator Full Power
08/07/01 1500 1159 100 Turbine/Generator Full Power
08/07/01 1600 1159 100 Turbine/Generator Full Power
08/07/01 1700 1159 100 Turbine/Generator Full Power
08/07/01 1800 1159 100 Turbine/Generator Full Power
08/07/01 1900 1159 100 Turbine/Generator Full Power
08/07/01 2000 1159 100 Turbine/Generator Full Power
08/07/01 2100 1159 100 Turbine/Generator Full Power
08/07/01 2200 1159 100 Turbine/Generator Full Power
08/07/01 2300 1159 100 Turbine/Generator Full Power
08/07/01 2400 1159 99.9 Turbine/Generator Full Power
08/08/01 0100 1159 100 Turbine/Generator Full Power
08/08/01 0200 1159 100 Turbine/Generator Full Power
08/08/01 0300 1159 100 Turbine/Generator Full Power
08/08/01 0400 1159 100 Turbine/Generator Full Power
08/08/01 0500 1159 100 Turbine/Generator Full Power
08/08/01 0600 1159 99.9 Turbine/Generator Full Power
08/08/01 0700 1159 100 Turbine/Generator Full Power
08/08/01 0800 1159 100 Turbine/Generator Full Power
08/08/01 0900 1158 100 Turbine/Generator Full Power
08/08/01 1000 1158 99.9 Turbine/Generator Full Power
08/08/01 1100 1159 100 Turbine/Generator Full Power
08/08/01 1200 1159 100 Turbine/Generator Full Power
08/08/01 1300 1159 100 Turbine/Generator Full Power
08/08/01 1400 1159 100 Turbine/Generator Full Power
08/08/01 1500 1159 99.9 Turbine/Generator Full Power
08/08/01 1600 1159 100 Turbine/Generator Full Power
08/08/01 1700 1159 100 Turbine/Generator Full Power
08/08/01 1800 1159 100 Turbine/Generator Full Power
08/08/01 1900 1159 100 Turbine/Generator Full Power
08/08/01 2000 1158 100 Turbine/Generator Full Power
08/08/01 2100 1159 99.9 Turbine/Generator Full Power
08/08/01 2200 1159 100 Turbine/Generator Full Power
08/08/01 2300 1159 100 Turbine/Generator Full Power
08/08/01 2400 1159 100 Turbine/Generator Full Power
08/09/01 0100 1158 100 Turbine/Generator Full Power
08/09/01 0200 1159 100 Turbine/Generator Full Power
08/09/01 0300 1159 100 Turbine/Generator Full Power
08/09/01 0400 1159 100 Turbine/Generator Full Power
08/09/01 0500 1159 100 Turbine/Generator Full Power
08/09/01 0600 1159 100 Turbine/Generator Full Power
08/09/01 0700 1159 100 Turbine/Generator Full Power
08/09/01 0800 1158 100 Turbine/Generator Full Power
08/09/01 0900 1157 100 Turbine/Generator Full Power
08/09/01 1000 1157 100 Turbine/Generator Full Power
08/09/01 1100 1157 100 Turbine/Generator Full Power



08/09/01 1200 1158 99.9 Turbine/Generator Full Power
08/09/01 1300 1158 100 Turbine/Generator Full Power
08/09/01 1400 1158 100 Turbine/Generator Full Power
08/09/01 1500 1158 100 Turbine/Generator Full Power
08/09/01 1600 1158 100 Turbine/Generator Full Power
08/09/01 1700 1157 100 Turbine/Generator Full Power
08/09/01 1800 1157 99.9 Turbine/Generator Full Power
08/09/01 1900 1157 100 Turbine/Generator Full Power
08/09/01 2000 1157 100 Turbine/Generator Full Power
08/09/01 2100 1158 99.9 Turbine/Generator Full Power
08/09/01 2200 1158 100 Turbine/Generator Full Power
08/09/01 2300 1158 99.9 Turbine/Generator Full Power
08/09/01 2400 1158 100 Turbine/Generator Full Power
08/10/01 0100 1158 100 Turbine/Generator Full Power
08/10/01 0200 1158 100 Turbine/Generator Full Power
08/10/01 0300 1159 100 Turbine/Generator Full Power
08/10/01 0400 1158 100 Turbine/Generator Full Power
08/10/01 0500 1159 100 Turbine/Generator Full Power
08/10/01 0600 1159 99.9 Turbine/Generator Full Power
08/10/01 0700 1158 99.9 Turbine/Generator Full Power
08/10/01 0800 1158 100 Turbine/Generator Full Power
08/10/01 0900 1158 100 Turbine/Generator Full Power
08/10/01 1000 1158 100 Turbine/Generator Full Power
08/10/01 1100 1158 99.9 Turbine/Generator Full Power
08/10/01 1200 1159 100 Turbine/Generator Full Power
08/10/01 1300 1158 99.9 Turbine/Generator Full Power
08/10/01 1400 1159 100 Turbine/Generator Full Power
08/10/01 1500 1158 99.9 Turbine/Generator Full Power
08/10/01 1600 1159 100 Turbine/Generator Full Power
08/10/01 1700 1159 100 Turbine/Generator Full Power
08/10/01 1800 1159 100 Turbine/Generator Full Power
08/10/01 1900 1159 100 Turbine/Generator Full Power
08/10/01 2000 1158 99.9 Turbine/Generator Full Power
08/10/01 2100 1158 100 Turbine/Generator Full Power
08/10/01 2200 1158 100 Turbine/Generator Full Power
08/10/01 2300 1158 100 Turbine/Generator Full Power
08/10/01 2400 1158 100 Turbine/Generator Full Power
08/11/01 0100 1158 100 Turbine/Generator Full Power
08/11/01 0200 1160 100 Turbine/Generator Full Power
08/11/01 0300 1159 100 Turbine/Generator Full Power
08/11/01 0400 1158 100 Turbine/Generator Full Power
08/11/01 0500 1158 100 Turbine/Generator Full Power
08/11/01 0600 1159 100 Turbine/Generator Full Power
08/11/01 0700 1160 99.9 Turbine/Generator Full Power
08/11/01 0800 1159 99.9 Turbine/Generator Full Power
08/11/01 0900 1159 100 Turbine/Generator Full Power
08/11/01 1000 1159 100 Turbine/Generator Full Power
08/11/01 1100 1159 100 Turbine/Generator Full Power
08/11/01 1200 1159 100 Turbine/Generator Full Power
08/11/01 1300 1159 100 Turbine/Generator Full Power
08/11/01 1400 1159 100 Turbine/Generator Full Power
08/11/01 1500 1159 99.9 Turbine/Generator Full Power
08/11/01 1600 1160 99.9 Turbine/Generator Full Power



08/11/01 1700 1159 99.9 Turbine/Generator Full Power
08/11/01 1800 1159 99.9 Turbine/Generator Full Power
08/11/01 1900 1160 99.9 Turbine/Generator Full Power
08/11/01 2000 1159 99.9 Turbine/Generator Full Power
08/11/01 2100 1159 100 Turbine/Generator Full Power
08/11/01 2200 1159 99.9 Turbine/Generator Full Power
08/11/01 2300 1159 100 Turbine/Generator Full Power
08/11/01 2400 1159 100 Turbine/Generator Full Power
08/12/01 0100 1159 100 Turbine/Generator Full Power
08/12/01 0200 1159 100 Turbine/Generator Full Power
08/12/01 0300 1159 99.9 Turbine/Generator Full Power
08/12/01 0400 1159 100 Turbine/Generator Full Power
08/12/01 0500 1159 100 Turbine/Generator Full Power
08/12/01 0600 1159 99.9 Turbine/Generator Full Power
08/12/01 0700 1159 100 Turbine/Generator Full Power
08/12/01 0800 1159 100 Turbine/Generator Full Power
08/12/01 0900 1159 100 Turbine/Generator Full Power
08/12/01 1000 1159 100 Turbine/Generator Full Power
08/12/01 1100 1159 100 Turbine/Generator Full Power
08/12/01 1200 1159 100 Turbine/Generator Full Power
08/12/01 1300 1158 100 Turbine/Generator Full Power
08/12/01 1400 1158 100 Turbine/Generator Full Power
08/12/01 1500 1158 100 Turbine/Generator Full Power
08/12/01 1600 1158 100 Turbine/Generator Full Power
08/12/01 1700 1158 100 Turbine/Generator Full Power
08/12/01 1800 1159 100 Turbine/Generator Full Power
08/12/01 1900 1159 100 Turbine/Generator Full Power
08/12/01 2000 1160 100 Turbine/Generator Full Power
08/12/01 2100 1160 100 Turbine/Generator Full Power
08/12/01 2200 1160 100 Turbine/Generator Full Power
08/12/01 2300 1156 100 Turbine/Generator Full Power
08/12/01 2400 1160 100 Turbine/Generator Full Power
08/13/01 0100 1159 100 Turbine/Generator Full Power
08/13/01 0200 1160 100 Turbine/Generator Full Power
08/13/01 0300 1160 100 Turbine/Generator Full Power
08/13/01 0400 1159 100 Turbine/Generator Full Power
08/13/01 0500 1160 100 Turbine/Generator Full Power
08/13/01 0600 1160 100 Turbine/Generator Full Power
08/13/01 0700 1160 100 Turbine/Generator Full Power
08/13/01 0800 1159 100 Turbine/Generator Full Power
08/13/01 0900 1159 100 Turbine/Generator Full Power
08/13/01 1000 1157 100 Turbine/Generator Full Power
08/13/01 1100 1158 100 Turbine/Generator Full Power
08/13/01 1200 1157 100 Turbine/Generator Full Power
08/13/01 1300 1157 100 Turbine/Generator Full Power
08/13/01 1400 1159 99.9 Turbine/Generator Full Power
08/13/01 1500 1158 99.9 Turbine/Generator Full Power
08/13/01 1600 1160 99.9 Turbine/Generator Full Power
08/13/01 1700 1160 100 Turbine/Generator Full Power
08/13/01 1800 1159 99.9 Turbine/Generator Full Power
08/13/01 1900 1159 99.9 Turbine/Generator Full Power
08/13/01 2000 1159 100 Turbine/Generator Full Power
08/13/01 2100 1159 100 Turbine/Generator Full Power



08/13/01 2200 1159 100 Turbine/Generator Full Power
08/13/01 2300 1159 100 Turbine/Generator Full Power
08/13/01 2400 1158 100 Turbine/Generator Full Power
08/14/01 0100 1158 100 Turbine/Generator Full Power
08/14/01 0200 1158 100 Turbine/Generator Full Power
08/14/01 0300 1158 100 Turbine/Generator Full Power
08/14/01 0400 1158 100 Turbine/Generator Full Power
08/14/01 0500 1158 99.9 Turbine/Generator Full Power
08/14/01 0600 1159 100 Turbine/Generator Full Power
08/14/01 0700 1159 100 Turbine/Generator Full Power
08/14/01 0800 1159 100 Turbine/Generator Full Power
08/14/01 0900 1159 100 Turbine/Generator Full Power
08/14/01 1000 1158 100 Turbine/Generator Full Power
08/14/01 1100 1159 100 Turbine/Generator Full Power
08/14/01 1200 1159 99.9 Turbine/Generator Full Power
08/14/01 1300 1158 99.9 Turbine/Generator Full Power
08/14/01 1400 1158 100 Turbine/Generator Full Power
08/14/01 1500 1159 99.9 Turbine/Generator Full Power
08/14/01 1600 1159 100 Turbine/Generator Full Power
08/14/01 1700 1160 100 Turbine/Generator Full Power
08/14/01 1800 1160 100 Turbine/Generator Full Power
08/14/01 1900 1159 100 Turbine/Generator Full Power
08/14/01 2000 1159 100 Turbine/Generator Full Power
08/14/01 2100 1159 99.9 Turbine/Generator Full Power
08/14/01 2200 1158 100 Turbine/Generator Full Power
08/14/01 2300 1158 99.9 Turbine/Generator Full Power
08/14/01 2400 1158 99.9 Turbine/Generator Full Power
08/15/01 0100 1158 99.8 Turbine/Generator Full Power
08/15/01 0200 1157 99.8 Turbine/Generator Full Power
08/15/01 0300 1157 100 Turbine/Generator Full Power
08/15/01 0400 1158 100 Turbine/Generator Full Power
08/15/01 0500 1158 100 Turbine/Generator Full Power
08/15/01 0600 1158 99.9 Turbine/Generator Full Power
08/15/01 0700 1159 100 Turbine/Generator Full Power
08/15/01 0800 1158 100 Turbine/Generator Full Power
08/15/01 0900 1159 100 Turbine/Generator Full Power
08/15/01 1000 1159 100 Turbine/Generator Full Power
08/15/01 1100 1159 100 Turbine/Generator Full Power
08/15/01 1200 1158 99.9 Turbine/Generator Full Power
08/15/01 1300 1159 100 Turbine/Generator Full Power
08/15/01 1400 1158 99.9 Turbine/Generator Full Power
08/15/01 1500 1158 99.9 Turbine/Generator Full Power
08/15/01 1600 1158 99.9 Turbine/Generator Full Power
08/15/01 1700 1159 100 Turbine/Generator Full Power
08/15/01 1800 1160 100 Turbine/Generator Full Power
08/15/01 1900 1160 100 Turbine/Generator Full Power
08/15/01 2000 1159 99.9 Turbine/Generator Full Power
08/15/01 2100 1159 100 Turbine/Generator Full Power
08/15/01 2200 1159 100 Turbine/Generator Full Power
08/15/01 2300 1158 99.9 Turbine/Generator Full Power
08/15/01 2400 1159 100 Turbine/Generator Full Power
08/16/01 0100 1158 100 Turbine/Generator Full Power
08/16/01 0200 1158 100 Turbine/Generator Full Power



08/16/01 0300 1158 99.9 Turbine/Generator Full Power
08/16/01 0400 1158 100 Turbine/Generator Full Power
08/16/01 0500 1159 100 Turbine/Generator Full Power
08/16/01 0600 1159 100 Turbine/Generator Full Power
08/16/01 0700 1159 100 Turbine/Generator Full Power
08/16/01 0800 1159 100 Turbine/Generator Full Power
08/16/01 0900 1159 99.9 Turbine/Generator Full Power
08/16/01 1000 1159 100 Turbine/Generator Full Power
08/16/01 1100 1160 100 Turbine/Generator Full Power
08/16/01 1200 1159 99.9 Turbine/Generator Full Power
08/16/01 1300 1159 100 Turbine/Generator Full Power
08/16/01 1400 1159 100 Turbine/Generator Full Power
08/16/01 1500 1159 100 Turbine/Generator Full Power
08/16/01 1600 1158 100 Turbine/Generator Full Power
08/16/01 1700 1157 99.9 Turbine/Generator Full Power
08/16/01 1800 1158 100 Turbine/Generator Full Power
08/16/01 1900 1158 100 Turbine/Generator Full Power
08/16/01 2000 1158 100 Turbine/Generator Full Power
08/16/01 2100 1158 99.9 Turbine/Generator Full Power
08/16/01 2200 1158 99.9 Turbine/Generator Full Power
08/16/01 2300 1158 99.9 Turbine/Generator Full Power
08/16/01 2400 1158 99.9 Turbine/Generator Full Power
08/17/01 0100 1158 100 Turbine/Generator Full Power
08/17/01 0200 1158 100 Turbine/Generator Full Power
08/17/01 0300 1158 100 Turbine/Generator Full Power
08/17/01 0400 1158 99.9 Turbine/Generator Full Power
08/17/01 0500 1159 99.9 Turbine/Generator Full Power
08/17/01 0600 1159 100 Turbine/Generator Full Power
08/17/01 0700 1158 100 Turbine/Generator Full Power
08/17/01 0800 1159 100 Turbine/Generator Full Power
08/17/01 0900 1158 100 Turbine/Generator Full Power
08/17/01 1000 1158 99.9 Turbine/Generator Full Power
08/17/01 1100 1158 99.9 Turbine/Generator Full Power
08/17/01 1200 1158 100 Turbine/Generator Full Power
08/17/01 1300 1158 99.9 Turbine/Generator Full Power
08/17/01 1400 1158 99.9 Turbine/Generator Full Power
08/17/01 1500 1158 99.9 Turbine/Generator Full Power
08/17/01 1600 1157 99.9 Turbine/Generator Full Power
08/17/01 1700 1158 99.9 Turbine/Generator Full Power
08/17/01 1800 1160 100 Turbine/Generator Full Power
08/17/01 1900 1158 99.9 Turbine/Generator Full Power
08/17/01 2000 1158 100 Turbine/Generator Full Power
08/17/01 2100 1159 100 Turbine/Generator Full Power
08/17/01 2200 1158 99.9 Turbine/Generator Full Power
08/17/01 2300 1158 99.9 Turbine/Generator Full Power
08/17/01 2400 1158 99.9 Turbine/Generator Full Power
08/18/01 0100 1158 99.9 Turbine/Generator Full Power
08/18/01 0200 1158 99.9 Turbine/Generator Full Power
08/18/01 0300 1158 100 Turbine/Generator Full Power
08/18/01 0400 1158 100 Turbine/Generator Full Power
08/18/01 0500 1158 100 Turbine/Generator Full Power
08/18/01 0600 1159 100 Turbine/Generator Full Power
08/18/01 0700 1159 100 Turbine/Generator Full Power



08/18/01 0800 1159 100 Turbine/Generator Full Power
08/18/01 0900 1158 100 Turbine/Generator Full Power
08/18/01 1000 1158 100 Turbine/Generator Full Power
08/18/01 1100 1158 100 Turbine/Generator Full Power
08/18/01 1200 1158 99.9 Turbine/Generator Full Power
08/18/01 1300 1158 99.9 Turbine/Generator Full Power
08/18/01 1400 1158 99.9 Turbine/Generator Full Power
08/18/01 1500 1158 99.9 Turbine/Generator Full Power
08/18/01 1600 1157 99.9 Turbine/Generator Full Power
08/18/01 1700 1157 100 Turbine/Generator Full Power
08/18/01 1800 1158 100 Turbine/Generator Full Power
08/18/01 1900 1158 100 Turbine/Generator Full Power
08/18/01 2000 1158 99.9 Turbine/Generator Full Power
08/18/01 2100 1159 99.9 Turbine/Generator Full Power
08/18/01 2200 1159 100 Turbine/Generator Full Power
08/18/01 2300 1158 100 Turbine/Generator Full Power
08/18/01 2400 1158 100 Turbine/Generator Full Power
08/19/01 0100 1158 100 Turbine/Generator Full Power
08/19/01 0200 1158 99.9 Turbine/Generator Full Power
08/19/01 0300 1158 100 Turbine/Generator Full Power
08/19/01 0400 1159 100 Turbine/Generator Full Power
08/19/01 0500 1158 100 Turbine/Generator Full Power
08/19/01 0600 1158 100 Turbine/Generator Full Power
08/19/01 0700 1158 100 Turbine/Generator Full Power
08/19/01 0800 1158 100 Turbine/Generator Full Power
08/19/01 0900 1158 100 Turbine/Generator Full Power
08/19/01 1000 1158 99.9 Turbine/Generator Full Power
08/19/01 1100 1158 99.9 Turbine/Generator Full Power
08/19/01 1200 1158 100 Turbine/Generator Full Power
08/19/01 1300 1157 100 Turbine/Generator Full Power
08/19/01 1400 1157 100 Turbine/Generator Full Power
08/19/01 1500 1157 100 Turbine/Generator Full Power
08/19/01 1600 1158 100 Turbine/Generator Full Power
08/19/01 1700 1158 100 Turbine/Generator Full Power
08/19/01 1800 1158 100 Turbine/Generator Full Power
08/19/01 1900 1159 100 Turbine/Generator Full Power
08/19/01 2000 1159 100 Turbine/Generator Full Power
08/19/01 2100 1159 100 Turbine/Generator Full Power
08/19/01 2200 1159 100 Turbine/Generator Full Power
08/19/01 2300 1158 100 Turbine/Generator Full Power
08/19/01 2400 1158 100 Turbine/Generator Full Power
08/20/01 0100 1158 99.9 Turbine/Generator Full Power
08/20/01 0200 1158 100 Turbine/Generator Full Power
08/20/01 0300 1157 99.9 Turbine/Generator Full Power
08/20/01 0400 1157 100 Turbine/Generator Full Power
08/20/01 0500 1158 100 Turbine/Generator Full Power
08/20/01 0600 1157 99.9 Turbine/Generator Full Power
08/20/01 0700 1157 100 Turbine/Generator Full Power
08/20/01 0800 1157 99.9 Turbine/Generator Full Power
08/20/01 0900 1158 99.9 Turbine/Generator Full Power
08/20/01 1000 1158 100 Turbine/Generator Full Power
08/20/01 1100 1158 100 Turbine/Generator Full Power
08/20/01 1200 1158 100 Turbine/Generator Full Power



08/20/01 1300 1158 100 Turbine/Generator Full Power
08/20/01 1400 1158 100 Turbine/Generator Full Power
08/20/01 1500 1157 100 Turbine/Generator Full Power
08/20/01 1600 1157 99.9 Turbine/Generator Full Power
08/20/01 1700 1158 99.9 Turbine/Generator Full Power
08/20/01 1800 1158 99.9 Turbine/Generator Full Power
08/20/01 1900 1159 100 Turbine/Generator Full Power
08/20/01 2000 1159 99.9 Turbine/Generator Full Power
08/20/01 2100 1159 100 Turbine/Generator Full Power
08/20/01 2200 1160 100 Turbine/Generator Full Power
08/20/01 2300 1157 100 Turbine/Generator Full Power
08/20/01 2400 1158 100 Turbine/Generator Full Power
08/21/01 0100 1158 99.9 Turbine/Generator Full Power
08/21/01 0200 1159 100 Turbine/Generator Full Power
08/21/01 0300 1160 100 Turbine/Generator Full Power
08/21/01 0400 1158 99.9 Turbine/Generator Full Power
08/21/01 0500 1159 100 Turbine/Generator Full Power
08/21/01 0600 1157 100 Turbine/Generator Full Power
08/21/01 0700 1157 100 Turbine/Generator Full Power
08/21/01 0800 1158 100 Turbine/Generator Full Power
08/21/01 0900 1159 100 Turbine/Generator Full Power
08/21/01 1000 1158 100 Turbine/Generator Full Power
08/21/01 1100 1158 100 Turbine/Generator Full Power
08/21/01 1200 1158 100 Turbine/Generator Full Power
08/21/01 1300 1159 100 Turbine/Generator Full Power
08/21/01 1400 1159 99.9 Turbine/Generator Full Power
08/21/01 1500 1157 100 Turbine/Generator Full Power
08/21/01 1600 1157 100 Turbine/Generator Full Power
08/21/01 1700 1157 100 Turbine/Generator Full Power
08/21/01 1800 1158 100 Turbine/Generator Full Power
08/21/01 1900 1158 100 Turbine/Generator Full Power
08/21/01 2000 1160 100 Turbine/Generator Full Power
08/21/01 2100 1159 100 Turbine/Generator Full Power
08/21/01 2200 1160 100 Turbine/Generator Full Power
08/21/01 2300 1159 100 Turbine/Generator Full Power
08/21/01 2400 1159 100 Turbine/Generator Full Power
08/22/01 0100 1157 100 Turbine/Generator Full Power
08/22/01 0200 1158 100.1 Turbine/Generator Full Power
08/22/01 0300 1159 100.1 Turbine/Generator Full Power
08/22/01 0400 1157 99.9 Turbine/Generator Full Power
08/22/01 0500 1156 99.9 Turbine/Generator Full Power
08/22/01 0600 1157 100 Turbine/Generator Full Power
08/22/01 0700 1157 100 Turbine/Generator Full Power
08/22/01 0800 1158 100 Turbine/Generator Full Power
08/22/01 0900 1158 100 Turbine/Generator Full Power
08/22/01 1000 1157 100 Turbine/Generator Full Power
08/22/01 1100 1157 100 Turbine/Generator Full Power
08/22/01 1200 1159 100 Turbine/Generator Full Power
08/22/01 1300 1159 100 Turbine/Generator Full Power
08/22/01 1400 1159 100 Turbine/Generator Full Power
08/22/01 1500 1159 100 Turbine/Generator Full Power
08/22/01 1600 1158 100 Turbine/Generator Full Power
08/22/01 1700 1158 100 Turbine/Generator Full Power



08/22/01 1800 1157 100 Turbine/Generator Full Power
08/22/01 1900 1157 100 Turbine/Generator Full Power
08/22/01 2000 1158 99.9 Turbine/Generator Full Power
08/22/01 2100 1155 100 Turbine/Generator Full Power
08/22/01 2200 1157 100.1 Turbine/Generator Full Power
08/22/01 2300 1157 100 Turbine/Generator Full Power
08/22/01 2400 1156 100 Turbine/Generator Full Power
08/23/01 0100 1157 100 Turbine/Generator Full Power
08/23/01 0200 1155 100 Turbine/Generator Full Power
08/23/01 0300 1155 100 Turbine/Generator Full Power
08/23/01 0400 1155 100 Turbine/Generator Full Power
08/23/01 0500 1155 100 Turbine/Generator Full Power
08/23/01 0600 1155 100 Turbine/Generator Full Power
08/23/01 0700 1154 100 Turbine/Generator Full Power
08/23/01 0800 1154 100 Turbine/Generator Full Power
08/23/01 0900 1153 99.9 Turbine/Generator Full Power
08/23/01 1000 1153 99.8 Turbine/Generator Full Power
08/23/01 1100 1154 99.9 Turbine/Generator Full Power
08/23/01 1200 1154 99.9 Turbine/Generator Full Power
08/23/01 1300 1154 99.9 Turbine/Generator Full Power
08/23/01 1400 1155 100 Turbine/Generator Full Power
08/23/01 1500 1154 100 Turbine/Generator Full Power
08/23/01 1600 1154 100 Turbine/Generator Full Power
08/23/01 1700 1154 100 Turbine/Generator Full Power
08/23/01 1800 1155 100 Turbine/Generator Full Power
08/23/01 1900 1155 100 Turbine/Generator Full Power
08/23/01 2000 1154 100 Turbine/Generator Full Power
08/23/01 2100 1155 99.9 Turbine/Generator Full Power
08/23/01 2200 1155 100 Turbine/Generator Full Power
08/23/01 2300 1155 100 Turbine/Generator Full Power
08/23/01 2400 1155 100 Turbine/Generator Full Power
08/24/01 0100 1154 100 Turbine/Generator Full Power
08/24/01 0200 1155 100 Turbine/Generator Full Power
08/24/01 0300 1155 100 Turbine/Generator Full Power
08/24/01 0400 1155 100 Turbine/Generator Full Power
08/24/01 0500 1155 100 Turbine/Generator Full Power
08/24/01 0600 1155 99.9 Turbine/Generator Full Power
08/24/01 0700 1155 99.9 Turbine/Generator Full Power
08/24/01 0800 1155 100 Turbine/Generator Full Power
08/24/01 0900 1154 99.9 Turbine/Generator Full Power
08/24/01 1000 1155 100 Turbine/Generator Full Power
08/24/01 1100 1154 100 Turbine/Generator Full Power
08/24/01 1200 1155 100 Turbine/Generator Full Power
08/24/01 1300 1155 100 Turbine/Generator Full Power
08/24/01 1400 1154 100 Turbine/Generator Full Power
08/24/01 1500 1156 100 Turbine/Generator Full Power
08/24/01 1600 1155 99.9 Turbine/Generator Full Power
08/24/01 1700 1155 99.9 Turbine/Generator Full Power
08/24/01 1800 1156 99.9 Turbine/Generator Full Power
08/24/01 1900 1156 99.9 Turbine/Generator Full Power
08/24/01 2000 1155 99.9 Turbine/Generator Full Power
08/24/01 2100 1155 100 Turbine/Generator Full Power
08/24/01 2200 1155 100 Turbine/Generator Full Power



08/24/01 2300 1155 100 Turbine/Generator Full Power
08/24/01 2400 1155 100 Turbine/Generator Full Power
08/25/01 0100 1155 100 Turbine/Generator Full Power
08/25/01 0200 1155 100 Turbine/Generator Full Power
08/25/01 0300 1155 100 Turbine/Generator Full Power
08/25/01 0400 1156 100 Turbine/Generator Full Power
08/25/01 0500 1155 100 Turbine/Generator Full Power
08/25/01 0600 1155 99.9 Turbine/Generator Full Power
08/25/01 0700 1156 100 Turbine/Generator Full Power
08/25/01 0800 1156 100 Turbine/Generator Full Power
08/25/01 0900 1156 100 Turbine/Generator Full Power
08/25/01 1000 1157 100 Turbine/Generator Full Power
08/25/01 1100 1156 100 Turbine/Generator Full Power
08/25/01 1200 1156 100 Turbine/Generator Full Power
08/25/01 1300 1157 100 Turbine/Generator Full Power
08/25/01 1400 1157 100 Turbine/Generator Full Power
08/25/01 1500 1157 100 Turbine/Generator Full Power
08/25/01 1600 1157 100 Turbine/Generator Full Power
08/25/01 1700 1156 100 Turbine/Generator Full Power
08/25/01 1800 1156 99.9 Turbine/Generator Full Power
08/25/01 1900 1156 100 Turbine/Generator Full Power
08/25/01 2000 1155 100 Turbine/Generator Full Power
08/25/01 2100 1155 100 Turbine/Generator Full Power
08/25/01 2200 1155 100 Turbine/Generator Full Power
08/25/01 2300 1155 100 Turbine/Generator Full Power
08/25/01 2400 1154 100 Turbine/Generator Full Power
08/26/01 0100 1154 100 Turbine/Generator Full Power
08/26/01 0200 1155 100 Turbine/Generator Full Power
08/26/01 0300 1155 100 Turbine/Generator Full Power
08/26/01 0400 1155 100 Turbine/Generator Full Power
08/26/01 0500 1156 100 Turbine/Generator Full Power
08/26/01 0600 1156 100 Turbine/Generator Full Power
08/26/01 0700 1156 100 Turbine/Generator Full Power
08/26/01 0800 1156 100 Turbine/Generator Full Power
08/26/01 0900 1156 100 Turbine/Generator Full Power
08/26/01 1000 1156 100 Turbine/Generator Full Power
08/26/01 1100 1157 100 Turbine/Generator Full Power
08/26/01 1200 1157 100 Turbine/Generator Full Power
08/26/01 1300 1157 100 Turbine/Generator Full Power
08/26/01 1400 1157 99.9 Turbine/Generator Full Power
08/26/01 1500 1155 100 Turbine/Generator Full Power
08/26/01 1600 1155 100 Turbine/Generator Full Power
08/26/01 1700 1155 100 Turbine/Generator Full Power
08/26/01 1800 1156 100 Turbine/Generator Full Power
08/26/01 1900 1155 100 Turbine/Generator Full Power
08/26/01 2000 1155 100 Turbine/Generator Full Power
08/26/01 2100 1154 100 Turbine/Generator Full Power
08/26/01 2200 1155 100 Turbine/Generator Full Power
08/26/01 2300 1155 100 Turbine/Generator Full Power
08/26/01 2400 1154 100 Turbine/Generator Full Power
08/27/01 0100 1155 100 Turbine/Generator Full Power
08/27/01 0200 1155 99.9 Turbine/Generator Full Power
08/27/01 0300 1155 100 Turbine/Generator Full Power



08/27/01 0400 1155 100 Turbine/Generator Full Power
08/27/01 0500 1155 100 Turbine/Generator Full Power
08/27/01 0600 1155 100 Turbine/Generator Full Power
08/27/01 0700 1156 100 Turbine/Generator Full Power
08/27/01 0800 1155 100 Turbine/Generator Full Power
08/27/01 0900 1155 100 Turbine/Generator Full Power
08/27/01 1000 1155 100 Turbine/Generator Full Power
08/27/01 1100 1154 100 Turbine/Generator Full Power
08/27/01 1200 1154 100 Turbine/Generator Full Power
08/27/01 1300 1153 99.9 Turbine/Generator Full Power
08/27/01 1400 1154 99.8 Turbine/Generator Full Power
08/27/01 1500 1154 99.9 Turbine/Generator Full Power
08/27/01 1600 1154 99.9 Turbine/Generator Full Power
08/27/01 1700 1155 99.9 Turbine/Generator Full Power
08/27/01 1800 1155 99.9 Turbine/Generator Full Power
08/27/01 1900 1155 99.9 Turbine/Generator Full Power
08/27/01 2000 1155 100 Turbine/Generator Full Power
08/27/01 2100 1156 99.9 Turbine/Generator Full Power
08/27/01 2200 1155 99.9 Turbine/Generator Full Power
08/27/01 2300 1156 100 Turbine/Generator Full Power
08/27/01 2400 1156 100 Turbine/Generator Full Power
08/28/01 0100 1156 100 Turbine/Generator Full Power
08/28/01 0200 1157 100 Turbine/Generator Full Power
08/28/01 0300 1156 100 Turbine/Generator Full Power
08/28/01 0400 1157 100 Turbine/Generator Full Power
08/28/01 0500 1156 99.9 Turbine/Generator Full Power
08/28/01 0600 1156 100 Turbine/Generator Full Power
08/28/01 0700 1155 100 Turbine/Generator Full Power
08/28/01 0800 1155 100 Turbine/Generator Full Power
08/28/01 0900 1154 100 Turbine/Generator Full Power
08/28/01 1000 1155 100 Turbine/Generator Full Power
08/28/01 1100 1155 100 Turbine/Generator Full Power
08/28/01 1200 1155 100 Turbine/Generator Full Power
08/28/01 1300 1155 100 Turbine/Generator Full Power
08/28/01 1400 1156 100 Turbine/Generator Full Power
08/28/01 1500 1154 99.9 Turbine/Generator Full Power
08/28/01 1600 1154 100 Turbine/Generator Full Power
08/28/01 1700 1154 100 Turbine/Generator Full Power
08/28/01 1800 1155 100 Turbine/Generator Full Power
08/28/01 1900 1155 100 Turbine/Generator Full Power
08/28/01 2000 1155 100 Turbine/Generator Full Power
08/28/01 2100 1156 100 Turbine/Generator Full Power
08/28/01 2200 1155 100 Turbine/Generator Full Power
08/28/01 2300 1156 100 Turbine/Generator Full Power
08/28/01 2400 1155 100 Turbine/Generator Full Power
08/29/01 0100 1155 100 Turbine/Generator Full Power
08/29/01 0200 1155 100 Turbine/Generator Full Power
08/29/01 0300 1154 100 Turbine/Generator Full Power
08/29/01 0400 1155 100 Turbine/Generator Full Power
08/29/01 0500 1155 100 Turbine/Generator Full Power
08/29/01 0600 1156 100 Turbine/Generator Full Power
08/29/01 0700 1156 100 Turbine/Generator Full Power
08/29/01 0800 1155 100 Turbine/Generator Full Power



08/29/01 0900 1155 100 Turbine/Generator Full Power
08/29/01 1000 1155 99.9 Turbine/Generator Full Power
08/29/01 1100 1156 100 Turbine/Generator Full Power
08/29/01 1200 1155 100 Turbine/Generator Full Power
08/29/01 1300 1155 100 Turbine/Generator Full Power
08/29/01 1400 1154 100 Turbine/Generator Full Power
08/29/01 1500 1154 100 Turbine/Generator Full Power
08/29/01 1600 1155 100 Turbine/Generator Full Power
08/29/01 1700 1155 99.9 Turbine/Generator Full Power
08/29/01 1800 1155 100 Turbine/Generator Full Power
08/29/01 1900 1155 100 Turbine/Generator Full Power
08/29/01 2000 1155 100 Turbine/Generator Full Power
08/29/01 2100 1155 100 Turbine/Generator Full Power
08/29/01 2200 1155 100 Turbine/Generator Full Power
08/29/01 2300 1155 100 Turbine/Generator Full Power
08/29/01 2400 1155 100 Turbine/Generator Full Power
08/30/01 0100 1155 100 Turbine/Generator Full Power
08/30/01 0200 1155 100 Turbine/Generator Full Power
08/30/01 0300 1155 100 Turbine/Generator Full Power
08/30/01 0400 1155 100 Turbine/Generator Full Power
08/30/01 0500 1155 100 Turbine/Generator Full Power
08/30/01 0600 1155 100 Turbine/Generator Full Power
08/30/01 0700 1155 100 Turbine/Generator Full Power
08/30/01 0800 1154 100 Turbine/Generator Full Power
08/30/01 0900 1154 100 Turbine/Generator Full Power
08/30/01 1000 1155 100 Turbine/Generator Full Power
08/30/01 1100 1155 100 Turbine/Generator Full Power
08/30/01 1200 1155 100 Turbine/Generator Full Power
08/30/01 1300 1155 100 Turbine/Generator Full Power
08/30/01 1400 1154 100 Turbine/Generator Full Power
08/30/01 1500 1153 100 Turbine/Generator Full Power
08/30/01 1600 1153 100 Turbine/Generator Full Power
08/30/01 1700 1153 100 Turbine/Generator Full Power
08/30/01 1800 1154 100 Turbine/Generator Full Power
08/30/01 1900 1154 100 Turbine/Generator Full Power
08/30/01 2000 1154 100 Turbine/Generator Full Power
08/30/01 2100 1154 100 Turbine/Generator Full Power
08/30/01 2200 1154 100 Turbine/Generator Full Power
08/30/01 2300 1154 100 Turbine/Generator Full Power
08/30/01 2400 1154 100 Turbine/Generator Full Power
08/31/01 0100 1154 100 Turbine/Generator Full Power
08/31/01 0200 1155 100 Turbine/Generator Full Power
08/31/01 0300 1155 100 Turbine/Generator Full Power
08/31/01 0400 1155 100 Turbine/Generator Full Power
08/31/01 0500 1155 100 Turbine/Generator Full Power
08/31/01 0600 1155 100 Turbine/Generator Full Power
08/31/01 0700 1155 100 Turbine/Generator Full Power
08/31/01 0800 1155 100 Turbine/Generator Full Power
08/31/01 0900 1156 100 Turbine/Generator Full Power
08/31/01 1000 1156 100 Turbine/Generator Full Power
08/31/01 1100 1155 100 Turbine/Generator Full Power
08/31/01 1200 1156 100 Turbine/Generator Full Power
08/31/01 1300 1155 100 Turbine/Generator Full Power



08/31/01 1400 1154 100 Turbine/Generator Full Power
08/31/01 1500 1154 99.9 Turbine/Generator Full Power
08/31/01 1600 1154 100 Turbine/Generator Full Power
08/31/01 1700 1155 100 Turbine/Generator Full Power
08/31/01 1800 1155 100 Turbine/Generator Full Power
08/31/01 1900 1154 100 Turbine/Generator Full Power
08/31/01 2000 1155 100 Turbine/Generator Full Power
08/31/01 2100 1156 100 Turbine/Generator Full Power
08/31/01 2200 1155 100 Turbine/Generator Full Power
08/31/01 2300 1155 100 Turbine/Generator Full Power
08/31/01 2400 1155 100 Turbine/Generator Full Power
09/01/01 0100 1155 100 Turbine/Generator Full Power
09/01/01 0200 1155 100 Turbine/Generator Full Power
09/01/01 0300 1154 100 Turbine/Generator Full Power
09/01/01 0400 1154 100 Turbine/Generator Full Power
09/01/01 0500 1155 100 Turbine/Generator Full Power
09/01/01 0600 1155 100 Turbine/Generator Full Power
09/01/01 0700 1154 100 Turbine/Generator Full Power
09/01/01 0800 1155 100 Turbine/Generator Full Power
09/01/01 0900 1155 100 Turbine/Generator Full Power
09/01/01 1000 1155 100 Turbine/Generator Full Power
09/01/01 1100 1156 100 Turbine/Generator Full Power
09/01/01 1200 1155 100 Turbine/Generator Full Power
09/01/01 1300 1155 100 Turbine/Generator Full Power
09/01/01 1400 1155 100 Turbine/Generator Full Power
09/01/01 1500 1155 100 Turbine/Generator Full Power
09/01/01 1600 1156 100 Turbine/Generator Full Power
09/01/01 1700 1155 100 Turbine/Generator Full Power
09/01/01 1800 1154 100 Turbine/Generator Full Power
09/01/01 1900 1154 100 Turbine/Generator Full Power
09/01/01 2000 1155 100 Turbine/Generator Full Power
09/01/01 2100 1155 100 Turbine/Generator Full Power
09/01/01 2200 1155 100 Turbine/Generator Full Power
09/01/01 2300 1155 100 Turbine/Generator Full Power
09/01/01 2400 1155 100 Turbine/Generator Full Power
09/02/01 0100 1155 100 Turbine/Generator Full Power
09/02/01 0200 1155 100 Turbine/Generator Full Power
09/02/01 0300 1155 100 Turbine/Generator Full Power
09/02/01 0400 1155 100 Turbine/Generator Full Power
09/02/01 0500 1155 100 Turbine/Generator Full Power
09/02/01 0600 1155 100 Turbine/Generator Full Power
09/02/01 0700 1155 100 Turbine/Generator Full Power
09/02/01 0800 1154 100 Turbine/Generator Full Power
09/02/01 0900 1154 100 Turbine/Generator Full Power
09/02/01 1000 1155 100 Turbine/Generator Full Power
09/02/01 1100 1154 100 Turbine/Generator Full Power
09/02/01 1200 1154 100 Turbine/Generator Full Power
09/02/01 1300 1155 100 Turbine/Generator Full Power
09/02/01 1400 1153 100 Turbine/Generator Full Power
09/02/01 1500 1153 100 Turbine/Generator Full Power
09/02/01 1600 1153 100 Turbine/Generator Full Power
09/02/01 1700 1154 100 Turbine/Generator Full Power
09/02/01 1800 1154 100 Turbine/Generator Full Power



09/02/01 1900 1154 100 Turbine/Generator Full Power
09/02/01 2000 1154 100 Turbine/Generator Full Power
09/02/01 2100 1154 100 Turbine/Generator Full Power
09/02/01 2200 1154 100 Turbine/Generator Full Power
09/02/01 2300 1154 100 Turbine/Generator Full Power
09/02/01 2400 1154 100 Turbine/Generator Full Power
09/03/01 0100 1154 100 Turbine/Generator Full Power
09/03/01 0200 1153 99.9 Turbine/Generator Full Power
09/03/01 0300 1154 100 Turbine/Generator Full Power
09/03/01 0400 1153 100 Turbine/Generator Full Power
09/03/01 0500 1153 100 Turbine/Generator Full Power
09/03/01 0600 1153 100 Turbine/Generator Full Power
09/03/01 0700 1153 100 Turbine/Generator Full Power
09/03/01 0800 1153 100 Turbine/Generator Full Power
09/03/01 0900 1153 100 Turbine/Generator Full Power
09/03/01 1000 1153 100 Turbine/Generator Full Power
09/03/01 1100 1153 100 Turbine/Generator Full Power
09/03/01 1200 1153 99.9 Turbine/Generator Full Power
09/03/01 1300 1152 100 Turbine/Generator Full Power
09/03/01 1400 1152 100 Turbine/Generator Full Power
09/03/01 1500 1152 100 Turbine/Generator Full Power
09/03/01 1600 1152 100 Turbine/Generator Full Power
09/03/01 1700 1152 99.9 Turbine/Generator Full Power
09/03/01 1800 1152 99.9 Turbine/Generator Full Power
09/03/01 1900 1152 100 Turbine/Generator Full Power
09/03/01 2000 1150 100 Turbine/Generator Full Power
09/03/01 2100 1152 99.9 Turbine/Generator Full Power
09/03/01 2200 1151 100 Turbine/Generator Full Power
09/03/01 2300 1152 100 Turbine/Generator Full Power
09/03/01 2400 1152 100 Turbine/Generator Full Power
09/04/01 0100 1153 100 Turbine/Generator Full Power
09/04/01 0200 1153 100 Turbine/Generator Full Power
09/04/01 0300 1152 100 Turbine/Generator Full Power
09/04/01 0400 1153 100 Turbine/Generator Full Power
09/04/01 0500 1153 100 Turbine/Generator Full Power
09/04/01 0600 1152 100 Turbine/Generator Full Power
09/04/01 0700 1152 100 Turbine/Generator Full Power
09/04/01 0800 1153 100 Turbine/Generator Full Power
09/04/01 0900 1153 100 Turbine/Generator Full Power
09/04/01 1000 1154 100 Turbine/Generator Full Power
09/04/01 1100 1153 100 Turbine/Generator Full Power
09/04/01 1200 1153 100 Turbine/Generator Full Power
09/04/01 1300 1153 100 Turbine/Generator Full Power
09/04/01 1400 1154 100 Turbine/Generator Full Power
09/04/01 1500 1152 100 Turbine/Generator Full Power
09/04/01 1600 1152 100 Turbine/Generator Full Power
09/04/01 1700 1152 100 Turbine/Generator Full Power
09/04/01 1800 1152 100 Turbine/Generator Full Power
09/04/01 1900 1152 100.1 Turbine/Generator Full Power
09/04/01 2000 1153 99.9 Turbine/Generator Full Power
09/04/01 2100 1152 100 Turbine/Generator Full Power
09/04/01 2200 1153 100 Turbine/Generator Full Power
09/04/01 2300 1154 100 Turbine/Generator Full Power



09/04/01 2400 1154 100.1 Turbine/Generator Full Power
09/05/01 0100 1153 100 Turbine/Generator Full Power
09/05/01 0200 1153 100 Turbine/Generator Full Power
09/05/01 0300 1152 100 Turbine/Generator Full Power
09/05/01 0400 1152 100 Turbine/Generator Full Power
09/05/01 0500 1152 100 Turbine/Generator Full Power
09/05/01 0600 1153 100 Turbine/Generator Full Power
09/05/01 0700 1154 100 Turbine/Generator Full Power
09/05/01 0800 1152 99.9 Turbine/Generator Full Power
09/05/01 0900 1152 100 Turbine/Generator Full Power
09/05/01 1000 1153 99.9 Turbine/Generator Full Power
09/05/01 1100 1153 100 Turbine/Generator Full Power
09/05/01 1200 1153 99.9 Turbine/Generator Full Power
09/05/01 1300 1152 99.9 Turbine/Generator Full Power
09/05/01 1400 1153 100 Turbine/Generator Full Power
09/05/01 1500 1153 100 Turbine/Generator Full Power
09/05/01 1600 1152 100 Turbine/Generator Full Power
09/05/01 1700 1152 99.9 Turbine/Generator Full Power
09/05/01 1800 1153 99.9 Turbine/Generator Full Power
09/05/01 1900 1153 99.9 Turbine/Generator Full Power
09/05/01 2000 1154 100 Turbine/Generator Full Power
09/05/01 2100 1154 100 Turbine/Generator Full Power
09/05/01 2200 1154 100 Turbine/Generator Full Power
09/05/01 2300 1155 99.9 Turbine/Generator Full Power
09/05/01 2400 1154 100 Turbine/Generator Full Power
09/06/01 0100 1154 99.9 Turbine/Generator Full Power
09/06/01 0200 1154 100 Turbine/Generator Full Power
09/06/01 0300 1154 100 Turbine/Generator Full Power
09/06/01 0400 1154 99.9 Turbine/Generator Full Power
09/06/01 0500 1154 100 Turbine/Generator Full Power
09/06/01 0600 1155 100 Turbine/Generator Full Power
09/06/01 0700 1154 100 Turbine/Generator Full Power
09/06/01 0800 1153 99.9 Turbine/Generator Full Power
09/06/01 0900 1153 100 Turbine/Generator Full Power
09/06/01 1000 1153 100 Turbine/Generator Full Power
09/06/01 1100 1153 99.9 Turbine/Generator Full Power
09/06/01 1200 1154 100 Turbine/Generator Full Power
09/06/01 1300 1154 100 Turbine/Generator Full Power
09/06/01 1400 1154 100 Turbine/Generator Full Power
09/06/01 1500 1154 100 Turbine/Generator Full Power
09/06/01 1600 1154 100 Turbine/Generator Full Power
09/06/01 1700 1154 100 Turbine/Generator Full Power
09/06/01 1800 1154 100 Turbine/Generator Full Power
09/06/01 1900 1153 100 Turbine/Generator Full Power
09/06/01 2000 1153 99.9 Turbine/Generator Full Power
09/06/01 2100 1153 100 Turbine/Generator Full Power
09/06/01 2200 1154 100 Turbine/Generator Full Power
09/06/01 2300 1154 100 Turbine/Generator Full Power
09/06/01 2400 1153 100 Turbine/Generator Full Power
09/07/01 0100 1153 100 Turbine/Generator Full Power
09/07/01 0200 1154 100 Turbine/Generator Full Power
09/07/01 0300 1154 99.9 Turbine/Generator Full Power
09/07/01 0400 1153 100 Turbine/Generator Full Power



09/07/01 0500 1153 100 Turbine/Generator Full Power
09/07/01 0600 1152 100 Turbine/Generator Full Power
09/07/01 0700 1152 99.9 Turbine/Generator Full Power
09/07/01 0800 1152 99.9 Turbine/Generator Full Power
09/07/01 0900 1152 99.9 Turbine/Generator Full Power
09/07/01 1000 1152 100 Turbine/Generator Full Power
09/07/01 1100 1152 99.9 Turbine/Generator Full Power
09/07/01 1200 1152 100 Turbine/Generator Full Power
09/07/01 1300 1151 100 Turbine/Generator Full Power
09/07/01 1400 1152 99.9 Turbine/Generator Full Power
09/07/01 1500 1152 100 Turbine/Generator Full Power
09/07/01 1600 1152 100 Turbine/Generator Full Power
09/07/01 1700 1152 100 Turbine/Generator Full Power
09/07/01 1800 1152 100 Turbine/Generator Full Power
09/07/01 1900 1151 100 Turbine/Generator Full Power
09/07/01 2000 1151 100 Turbine/Generator Full Power
09/07/01 2100 1151 100 Turbine/Generator Full Power
09/07/01 2200 1152 100 Turbine/Generator Full Power
09/07/01 2300 1152 100 Turbine/Generator Full Power
09/07/01 2400 1153 100 Turbine/Generator Full Power
09/08/01 0100 1151 100 Turbine/Generator Full Power
09/08/01 0200 1151 100 Turbine/Generator Full Power
09/08/01 0300 1152 100 Turbine/Generator Full Power
09/08/01 0400 1152 100 Turbine/Generator Full Power
09/08/01 0500 1151 100 Turbine/Generator Full Power
09/08/01 0600 1152 100 Turbine/Generator Full Power
09/08/01 0700 1151 100 Turbine/Generator Full Power
09/08/01 0800 1151 100 Turbine/Generator Full Power
09/08/01 0900 1151 100 Turbine/Generator Full Power
09/08/01 1000 1151 99.9 Turbine/Generator Full Power
09/08/01 1100 1151 100 Turbine/Generator Full Power
09/08/01 1200 1150 99.9 Turbine/Generator Full Power
09/08/01 1300 1151 99.9 Turbine/Generator Full Power
09/08/01 1400 1152 99.9 Turbine/Generator Full Power
09/08/01 1500 1151 100 Turbine/Generator Full Power
09/08/01 1600 1151 100 Turbine/Generator Full Power
09/08/01 1700 1152 100 Turbine/Generator Full Power
09/08/01 1800 1151 99.9 Turbine/Generator Full Power
09/08/01 1900 1151 100 Turbine/Generator Full Power
09/08/01 2000 1151 100 Turbine/Generator Full Power
09/08/01 2100 1151 99.9 Turbine/Generator Full Power
09/08/01 2200 1152 100 Turbine/Generator Full Power
09/08/01 2300 1151 100 Turbine/Generator Full Power
09/08/01 2400 1151 100 Turbine/Generator Full Power
09/09/01 0100 1151 100 Turbine/Generator Full Power
09/09/01 0200 1151 100 Turbine/Generator Full Power
09/09/01 0300 1151 100 Turbine/Generator Full Power
09/09/01 0400 1151 100 Turbine/Generator Full Power
09/09/01 0500 1151 100 Turbine/Generator Full Power
09/09/01 0600 1151 100 Turbine/Generator Full Power
09/09/01 0700 1151 100 Turbine/Generator Full Power
09/09/01 0800 1151 99.9 Turbine/Generator Full Power
09/09/01 0900 1151 99.9 Turbine/Generator Full Power



09/09/01 1000 1151 99.9 Turbine/Generator Full Power
09/09/01 1100 1151 99.9 Turbine/Generator Full Power
09/09/01 1200 1151 99.9 Turbine/Generator Full Power
09/09/01 1300 1152 99.9 Turbine/Generator Full Power
09/09/01 1400 1152 99.9 Turbine/Generator Full Power
09/09/01 1500 1152 100 Turbine/Generator Full Power
09/09/01 1600 1151 99.9 Turbine/Generator Full Power
09/09/01 1700 1151 99.9 Turbine/Generator Full Power
09/09/01 1800 1151 100 Turbine/Generator Full Power
09/09/01 1900 1151 99.9 Turbine/Generator Full Power
09/09/01 2000 1150 99.9 Turbine/Generator Full Power
09/09/01 2100 1150 100 Turbine/Generator Full Power
09/09/01 2200 1150 99.9 Turbine/Generator Full Power
09/09/01 2300 1151 100 Turbine/Generator Full Power
09/09/01 2400 1151 100 Turbine/Generator Full Power
09/10/01 0100 1150 99.9 Turbine/Generator Full Power
09/10/01 0200 1151 100 Turbine/Generator Full Power
09/10/01 0300 1151 99.9 Turbine/Generator Full Power
09/10/01 0400 1150 100 Turbine/Generator Full Power
09/10/01 0500 1150 100 Turbine/Generator Full Power
09/10/01 0600 1150 100 Turbine/Generator Full Power
09/10/01 0700 1150 100 Turbine/Generator Full Power
09/10/01 0800 1151 100 Turbine/Generator Full Power
09/10/01 0900 1150 100 Turbine/Generator Full Power
09/10/01 1000 1151 100 Turbine/Generator Full Power
09/10/01 1100 1150 100 Turbine/Generator Full Power
09/10/01 1200 1150 100 Turbine/Generator Full Power
09/10/01 1300 1149 100 Turbine/Generator Full Power
09/10/01 1400 1150 99.9 Turbine/Generator Full Power
09/10/01 1500 1150 100 Turbine/Generator Full Power
09/10/01 1600 1149 100 Turbine/Generator Full Power
09/10/01 1700 1150 100 Turbine/Generator Full Power
09/10/01 1800 1149 99.9 Turbine/Generator Full Power
09/10/01 1900 1149 100 Turbine/Generator Full Power
09/10/01 2000 1149 100 Turbine/Generator Full Power
09/10/01 2100 1149 100 Turbine/Generator Full Power
09/10/01 2200 1150 100 Turbine/Generator Full Power
09/10/01 2300 1151 100 Turbine/Generator Full Power
09/10/01 2400 1151 100 Turbine/Generator Full Power
09/11/01 0100 1150 100 Turbine/Generator Full Power
09/11/01 0200 1150 99.9 Turbine/Generator Full Power
09/11/01 0300 1152 100 Turbine/Generator Full Power
09/11/01 0400 1151 100 Turbine/Generator Full Power
09/11/01 0500 1151 99.9 Turbine/Generator Full Power
09/11/01 0600 1152 100 Turbine/Generator Full Power
09/11/01 0700 1151 99.9 Turbine/Generator Full Power
09/11/01 0800 1150 99.9 Turbine/Generator Full Power
09/11/01 0900 1151 100 Turbine/Generator Full Power
09/11/01 1000 1152 100 Turbine/Generator Full Power
09/11/01 1100 1152 99.9 Turbine/Generator Full Power
09/11/01 1200 1152 100 Turbine/Generator Full Power
09/11/01 1300 1152 99.9 Turbine/Generator Full Power
09/11/01 1400 1152 100 Turbine/Generator Full Power



09/11/01 1500 1151 100 Turbine/Generator Full Power
09/11/01 1600 1152 100 Turbine/Generator Full Power
09/11/01 1700 1151 100 Turbine/Generator Full Power
09/11/01 1800 1151 100 Turbine/Generator Full Power
09/11/01 1900 1150 100 Turbine/Generator Full Power
09/11/01 2000 1150 100 Turbine/Generator Full Power
09/11/01 2100 1150 100 Turbine/Generator Full Power
09/11/01 2200 1151 100 Turbine/Generator Full Power
09/11/01 2300 1152 100 Turbine/Generator Full Power
09/11/01 2400 1152 100 Turbine/Generator Full Power
09/12/01 0100 1153 100 Turbine/Generator Full Power
09/12/01 0200 1152 100 Turbine/Generator Full Power
09/12/01 0300 1151 99.9 Turbine/Generator Full Power
09/12/01 0400 1151 99.9 Turbine/Generator Full Power
09/12/01 0500 1150 99.9 Turbine/Generator Full Power
09/12/01 0600 1150 99.9 Turbine/Generator Full Power
09/12/01 0700 1151 100 Turbine/Generator Full Power
09/12/01 0800 1152 99.9 Turbine/Generator Full Power
09/12/01 0900 1151 100 Turbine/Generator Full Power
09/12/01 1000 1151 100 Turbine/Generator Full Power
09/12/01 1100 1150 100 Turbine/Generator Full Power
09/12/01 1200 1149 99.9 Turbine/Generator Full Power
09/12/01 1300 1150 99.9 Turbine/Generator Full Power
09/12/01 1400 1150 100 Turbine/Generator Full Power
09/12/01 1500 1150 100 Turbine/Generator Full Power
09/12/01 1600 1150 100 Turbine/Generator Full Power
09/12/01 1700 1150 100 Turbine/Generator Full Power
09/12/01 1800 1151 100 Turbine/Generator Full Power
09/12/01 1900 1151 99.9 Turbine/Generator Full Power
09/12/01 2000 1151 99 Turbine/Generator Full Power
09/12/01 2100 1150 99.9 Turbine/Generator Full Power
09/12/01 2200 1151 99.9 Turbine/Generator Full Power
09/12/01 2300 1151 100 Turbine/Generator Full Power
09/12/01 2400 1152 100 Turbine/Generator Full Power
09/13/01 0100 1152 100 Turbine/Generator Full Power
09/13/01 0200 1153 100 Turbine/Generator Full Power
09/13/01 0300 1153 99.9 Turbine/Generator Full Power
09/13/01 0400 1152 100 Turbine/Generator Full Power
09/13/01 0500 1152 99.9 Turbine/Generator Full Power
09/13/01 0600 1152 100 Turbine/Generator Full Power
09/13/01 0700 1153 100 Turbine/Generator Full Power
09/13/01 0800 1153 100 Turbine/Generator Full Power
09/13/01 0900 1154 100 Turbine/Generator Full Power
09/13/01 1000 1154 99.9 Turbine/Generator Full Power
09/13/01 1100 1154 99.9 Turbine/Generator Full Power
09/13/01 1200 1154 99.9 Turbine/Generator Full Power
09/13/01 1300 1154 99.9 Turbine/Generator Full Power
09/13/01 1400 1154 99.9 Turbine/Generator Full Power
09/13/01 1500 1155 99.9 Turbine/Generator Full Power
09/13/01 1600 1155 99.9 Turbine/Generator Full Power
09/13/01 1700 1155 100 Turbine/Generator Full Power
09/13/01 1800 1155 100 Turbine/Generator Full Power
09/13/01 1900 1155 100 Turbine/Generator Full Power



09/13/01 2000 1155 99.9 Turbine/Generator Full Power
09/13/01 2100 1155 99.9 Turbine/Generator Full Power
09/13/01 2200 1154 100 Turbine/Generator Full Power
09/13/01 2300 1154 100 Turbine/Generator Full Power
09/13/01 2400 1153 99.9 Turbine/Generator Full Power
09/14/01 0100 1153 100 Turbine/Generator Full Power
09/14/01 0200 1152 99.9 Turbine/Generator Full Power
09/14/01 0300 1153 99.9 Turbine/Generator Full Power
09/14/01 0400 1152 99.9 Turbine/Generator Full Power
09/14/01 0500 1153 100 Turbine/Generator Full Power
09/14/01 0600 1153 99.9 Turbine/Generator Full Power
09/14/01 0700 1153 100 Turbine/Generator Full Power
09/14/01 0800 1153 100 Turbine/Generator Full Power
09/14/01 0900 1153 100 Turbine/Generator Full Power
09/14/01 1000 1152 100 Turbine/Generator Full Power
09/14/01 1100 1152 100 Turbine/Generator Full Power
09/14/01 1200 1151 99.9 Turbine/Generator Full Power
09/14/01 1300 1151 100 Turbine/Generator Full Power
09/14/01 1400 1151 99.9 Turbine/Generator Full Power
09/14/01 1500 1151 99.9 Turbine/Generator Full Power
09/14/01 1600 1152 99.9 Turbine/Generator Full Power
09/14/01 1700 1152 100 Turbine/Generator Full Power
09/14/01 1800 1152 100 Turbine/Generator Full Power
09/14/01 1900 1152 100 Turbine/Generator Full Power
09/14/01 2000 1152 99.9 Turbine/Generator Full Power
09/14/01 2100 1154 100 Turbine/Generator Full Power
09/14/01 2200 1153 100 Turbine/Generator Full Power
09/14/01 2300 1152 100 Turbine/Generator Full Power
09/14/01 2400 1152 100 Turbine/Generator Full Power
09/15/01 0100 1151 99.9 Turbine/Generator Full Power
09/15/01 0200 1151 100 Turbine/Generator Full Power
09/15/01 0300 1152 99.9 Turbine/Generator Full Power
09/15/01 0400 1152 99.9 Turbine/Generator Full Power
09/15/01 0500 1152 99.9 Turbine/Generator Full Power
09/15/01 0600 1153 100 Turbine/Generator Full Power
09/15/01 0700 1154 99.9 Turbine/Generator Full Power
09/15/01 0800 1152 100 Turbine/Generator Full Power
09/15/01 0900 1152 100 Turbine/Generator Full Power
09/15/01 1000 1152 100 Turbine/Generator Full Power
09/15/01 1100 1152 100 Turbine/Generator Full Power
09/15/01 1200 1151 100 Turbine/Generator Full Power
09/15/01 1300 1151 100 Turbine/Generator Full Power
09/15/01 1400 1151 99.9 Turbine/Generator Full Power
09/15/01 1500 1151 100 Turbine/Generator Full Power
09/15/01 1600 1151 100 Turbine/Generator Full Power
09/15/01 1700 1152 100 Turbine/Generator Full Power
09/15/01 1800 1152 100 Turbine/Generator Full Power
09/15/01 1900 1152 100 Turbine/Generator Full Power
09/15/01 2000 1153 99.9 Turbine/Generator Full Power
09/15/01 2100 1154 100 Turbine/Generator Full Power
09/15/01 2200 1153 100 Turbine/Generator Full Power
09/15/01 2300 1152 100 Turbine/Generator Full Power
09/15/01 2400 1153 100 Turbine/Generator Full Power



09/16/01 0100 1153 100 Turbine/Generator Full Power
09/16/01 0200 1153 100 Turbine/Generator Full Power
09/16/01 0300 1153 100 Turbine/Generator Full Power
09/16/01 0400 1153 100 Turbine/Generator Full Power
09/16/01 0500 1151 100.1 Turbine/Generator Full Power
09/16/01 0600 1153 99.9 Turbine/Generator Full Power
09/16/01 0700 1153 100 Turbine/Generator Full Power
09/16/01 0800 1154 100 Turbine/Generator Full Power
09/16/01 0900 1153 100 Turbine/Generator Full Power
09/16/01 1000 1153 100 Turbine/Generator Full Power
09/16/01 1100 1154 100 Turbine/Generator Full Power
09/16/01 1200 1154 100 Turbine/Generator Full Power
09/16/01 1300 1154 100 Turbine/Generator Full Power
09/16/01 1400 1153 100 Turbine/Generator Full Power
09/16/01 1500 1153 100 Turbine/Generator Full Power
09/16/01 1600 1152 100 Turbine/Generator Full Power
09/16/01 1700 1153 100 Turbine/Generator Full Power
09/16/01 1800 1152 100 Turbine/Generator Full Power
09/16/01 1900 1153 100 Turbine/Generator Full Power
09/16/01 2000 1152 100 Turbine/Generator Full Power
09/16/01 2100 1152 100 Turbine/Generator Full Power
09/16/01 2200 1152 100 Turbine/Generator Full Power
09/16/01 2300 1153 100 Turbine/Generator Full Power
09/16/01 2400 1153 100 Turbine/Generator Full Power
09/17/01 0100 1154 100 Turbine/Generator Full Power
09/17/01 0200 1154 99.9 Turbine/Generator Full Power
09/17/01 0300 1154 100 Turbine/Generator Full Power
09/17/01 0400 1153 100 Turbine/Generator Full Power
09/17/01 0500 1153 100 Turbine/Generator Full Power
09/17/01 0600 1152 99.9 Turbine/Generator Full Power
09/17/01 0700 1153 100 Turbine/Generator Full Power
09/17/01 0800 1154 100 Turbine/Generator Full Power
09/17/01 0900 1154 100 Turbine/Generator Full Power
09/17/01 1000 1154 100 Turbine/Generator Full Power
09/17/01 1100 1155 100 Turbine/Generator Full Power
09/17/01 1200 1155 100 Turbine/Generator Full Power
09/17/01 1300 1154 100 Turbine/Generator Full Power
09/17/01 1400 1154 100 Turbine/Generator Full Power
09/17/01 1500 1154 100 Turbine/Generator Full Power
09/17/01 1600 1153 100 Turbine/Generator Full Power
09/17/01 1700 1153 100 Turbine/Generator Full Power
09/17/01 1800 1153 100 Turbine/Generator Full Power
09/17/01 1900 1154 100 Turbine/Generator Full Power
09/17/01 2000 1154 100 Turbine/Generator Full Power
09/17/01 2100 1153 100 Turbine/Generator Full Power
09/17/01 2200 1154 100 Turbine/Generator Full Power
09/17/01 2300 1153 100 Turbine/Generator Full Power
09/17/01 2400 1153 100 Turbine/Generator Full Power
09/18/01 0100 1153 100 Turbine/Generator Full Power
09/18/01 0200 1154 100 Turbine/Generator Full Power
09/18/01 0300 1153 100 Turbine/Generator Full Power
09/18/01 0400 1153 100 Turbine/Generator Full Power
09/18/01 0500 1153 100 Turbine/Generator Full Power



09/18/01 0600 1152 100 Turbine/Generator Full Power
09/18/01 0700 1152 100 Turbine/Generator Full Power
09/18/01 0800 1153 100 Turbine/Generator Full Power
09/18/01 0900 1154 100 Turbine/Generator Full Power
09/18/01 1000 1154 100 Turbine/Generator Full Power
09/18/01 1100 1154 100 Turbine/Generator Full Power
09/18/01 1200 1154 100 Turbine/Generator Full Power
09/18/01 1300 1154 100 Turbine/Generator Full Power
09/18/01 1400 1155 100 Turbine/Generator Full Power
09/18/01 1500 1154 100 Turbine/Generator Full Power
09/18/01 1600 1153 100 Turbine/Generator Full Power
09/18/01 1700 1154 100 Turbine/Generator Full Power
09/18/01 1800 1153 100 Turbine/Generator Full Power
09/18/01 1900 1153 100 Turbine/Generator Full Power
09/18/01 2000 1153 100 Turbine/Generator Full Power
09/18/01 2100 1153 100 Turbine/Generator Full Power
09/18/01 2200 1153 100 Turbine/Generator Full Power
09/18/01 2300 1153 100 Turbine/Generator Full Power
09/18/01 2400 1154 100 Turbine/Generator Full Power
09/19/01 0100 1154 100 Turbine/Generator Full Power
09/19/01 0200 1154 100 Turbine/Generator Full Power
09/19/01 0300 1153 100 Turbine/Generator Full Power
09/19/01 0400 1153 100 Turbine/Generator Full Power
09/19/01 0500 1154 100 Turbine/Generator Full Power
09/19/01 0600 1153 100 Turbine/Generator Full Power
09/19/01 0700 1152 99.9 Turbine/Generator Full Power
09/19/01 0800 1154 100 Turbine/Generator Full Power
09/19/01 0900 1154 100 Turbine/Generator Full Power
09/19/01 1000 1155 100 Turbine/Generator Full Power
09/19/01 1100 1155 100 Turbine/Generator Full Power
09/19/01 1200 1154 100 Turbine/Generator Full Power
09/19/01 1300 1154 100 Turbine/Generator Full Power
09/19/01 1400 1154 100 Turbine/Generator Full Power
09/19/01 1500 1154 100 Turbine/Generator Full Power
09/19/01 1600 1153 100 Turbine/Generator Full Power
09/19/01 1700 1153 100 Turbine/Generator Full Power
09/19/01 1800 1154 100 Turbine/Generator Full Power
09/19/01 1900 1153 100 Turbine/Generator Full Power
09/19/01 2000 1152 99.9 Turbine/Generator Full Power
09/19/01 2100 1153 100 Turbine/Generator Full Power
09/19/01 2200 1153 100 Turbine/Generator Full Power
09/19/01 2300 1153 100 Turbine/Generator Full Power
09/19/01 2400 1154 100 Turbine/Generator Full Power
09/20/01 0100 1153 100 Turbine/Generator Full Power
09/20/01 0200 1153 100 Turbine/Generator Full Power
09/20/01 0300 1153 100 Turbine/Generator Full Power
09/20/01 0400 1153 100 Turbine/Generator Full Power
09/20/01 0500 1153 100 Turbine/Generator Full Power
09/20/01 0600 1153 100 Turbine/Generator Full Power
09/20/01 0700 1152 100 Turbine/Generator Full Power
09/20/01 0800 1153 100 Turbine/Generator Full Power
09/20/01 0900 1153 100 Turbine/Generator Full Power
09/20/01 1000 1153 100 Turbine/Generator Full Power



09/20/01 1100 1153 100 Turbine/Generator Full Power
09/20/01 1200 1153 100 Turbine/Generator Full Power
09/20/01 1300 1154 100 Turbine/Generator Full Power
09/20/01 1400 1153 100 Turbine/Generator Full Power
09/20/01 1500 1154 100 Turbine/Generator Full Power
09/20/01 1600 1153 100 Turbine/Generator Full Power
09/20/01 1700 1153 100 Turbine/Generator Full Power
09/20/01 1800 1153 100 Turbine/Generator Full Power
09/20/01 1900 1151 100 Turbine/Generator Full Power
09/20/01 2000 1151 100 Turbine/Generator Full Power
09/20/01 2100 1151 100 Turbine/Generator Full Power
09/20/01 2200 1152 100 Turbine/Generator Full Power
09/20/01 2300 1152 100 Turbine/Generator Full Power
09/20/01 2400 1152 100 Turbine/Generator Full Power
09/21/01 0100 1152 100 Turbine/Generator Full Power
09/21/01 0200 1152 100 Turbine/Generator Full Power
09/21/01 0300 1153 100 Turbine/Generator Full Power
09/21/01 0400 1153 100 Turbine/Generator Full Power
09/21/01 0500 1152 100 Turbine/Generator Full Power
09/21/01 0600 1153 100 Turbine/Generator Full Power
09/21/01 0700 1152 100 Turbine/Generator Full Power
09/21/01 0800 1152 100 Turbine/Generator Full Power
09/21/01 0900 1152 100 Turbine/Generator Full Power
09/21/01 1000 1153 100 Turbine/Generator Full Power
09/21/01 1100 1153 99.9 Turbine/Generator Full Power
09/21/01 1200 1153 100 Turbine/Generator Full Power
09/21/01 1300 1153 99.9 Turbine/Generator Full Power
09/21/01 1400 1152 100 Turbine/Generator Full Power
09/21/01 1500 1151 100 Turbine/Generator Full Power
09/21/01 1600 1152 99.9 Turbine/Generator Full Power
09/21/01 1700 1152 100 Turbine/Generator Full Power
09/21/01 1800 1152 100 Turbine/Generator Full Power
09/21/01 1900 1152 100 Turbine/Generator Full Power
09/21/01 2000 1152 100 Turbine/Generator Full Power
09/21/01 2100 1151 100 Turbine/Generator Full Power
09/21/01 2200 1151 100 Turbine/Generator Full Power
09/21/01 2300 1151 100 Turbine/Generator Full Power
09/21/01 2400 1151 100 Turbine/Generator Full Power
09/22/01 0100 1152 100 Turbine/Generator Full Power
09/22/01 0200 1152 99.9 Turbine/Generator Full Power
09/22/01 0300 1152 100 Turbine/Generator Full Power
09/22/01 0400 1152 100 Turbine/Generator Full Power
09/22/01 0500 1152 100 Turbine/Generator Full Power
09/22/01 0600 1153 100 Turbine/Generator Full Power
09/22/01 0700 1153 100 Turbine/Generator Full Power
09/22/01 0800 1153 100 Turbine/Generator Full Power
09/22/01 0900 1153 100 Turbine/Generator Full Power
09/22/01 1000 1153 100 Turbine/Generator Full Power
09/22/01 1100 1152 99.9 Turbine/Generator Full Power
09/22/01 1200 1152 99.9 Turbine/Generator Full Power
09/22/01 1300 1152 100 Turbine/Generator Full Power
09/22/01 1400 1153 100 Turbine/Generator Full Power
09/22/01 1500 1153 100 Turbine/Generator Full Power



09/22/01 1600 1153 100 Turbine/Generator Full Power
09/22/01 1700 1153 100 Turbine/Generator Full Power
09/22/01 1800 1153 100 Turbine/Generator Full Power
09/22/01 1900 1152 100 Turbine/Generator Full Power
09/22/01 2000 1151 99.9 Turbine/Generator Full Power
09/22/01 2100 1151 100 Turbine/Generator Full Power
09/22/01 2200 1151 100 Turbine/Generator Full Power
09/22/01 2300 1151 100 Turbine/Generator Full Power
09/22/01 2400 1152 100 Turbine/Generator Full Power
09/23/01 0100 1153 100 Turbine/Generator Full Power
09/23/01 0200 1153 100 Turbine/Generator Full Power
09/23/01 0300 1153 100 Turbine/Generator Full Power
09/23/01 0400 1153 100 Turbine/Generator Full Power
09/23/01 0500 1152 100 Turbine/Generator Full Power
09/23/01 0600 1153 100 Turbine/Generator Full Power
09/23/01 0700 1153 100 Turbine/Generator Full Power
09/23/01 0800 1153 100 Turbine/Generator Full Power
09/23/01 0900 1153 99.9 Turbine/Generator Full Power
09/23/01 1000 1153 100 Turbine/Generator Full Power
09/23/01 1100 1152 100 Turbine/Generator Full Power
09/23/01 1200 1152 100 Turbine/Generator Full Power
09/23/01 1300 1153 100 Turbine/Generator Full Power
09/23/01 1400 1152 100 Turbine/Generator Full Power
09/23/01 1500 1152 100 Turbine/Generator Full Power
09/23/01 1600 1152 100 Turbine/Generator Full Power
09/23/01 1700 1153 99.9 Turbine/Generator Full Power
09/23/01 1800 1153 100 Turbine/Generator Full Power
09/23/01 1900 1152 99.9 Turbine/Generator Full Power
09/23/01 2000 1151 99.9 Turbine/Generator Full Power
09/23/01 2100 1151 99.9 Turbine/Generator Full Power
09/23/01 2200 1151 100 Turbine/Generator Full Power
09/23/01 2300 1152 99.9 Turbine/Generator Full Power
09/23/01 2400 1152 100 Turbine/Generator Full Power
09/24/01 0100 1152 100 Turbine/Generator Full Power
09/24/01 0200 1152 100 Turbine/Generator Full Power
09/24/01 0300 1152 99.9 Turbine/Generator Full Power
09/24/01 0400 1152 99.9 Turbine/Generator Full Power
09/24/01 0500 1153 100 Turbine/Generator Full Power
09/24/01 0600 1153 100 Turbine/Generator Full Power
09/24/01 0700 1153 100 Turbine/Generator Full Power
09/24/01 0800 1153 100 Turbine/Generator Full Power
09/24/01 0900 1153 100 Turbine/Generator Full Power
09/24/01 1000 1153 100 Turbine/Generator Full Power
09/24/01 1100 1152 100 Turbine/Generator Full Power
09/24/01 1200 1152 100 Turbine/Generator Full Power
09/24/01 1300 1152 99.9 Turbine/Generator Full Power
09/24/01 1400 1152 100 Turbine/Generator Full Power
09/24/01 1500 1151 100 Turbine/Generator Full Power
09/24/01 1600 1152 100 Turbine/Generator Full Power
09/24/01 1700 1152 100 Turbine/Generator Full Power
09/24/01 1800 1152 99.9 Turbine/Generator Full Power
09/24/01 1900 1150 100 Turbine/Generator Full Power
09/24/01 2000 1151 100 Turbine/Generator Full Power



09/24/01 2100 1151 100 Turbine/Generator Full Power
09/24/01 2200 1152 100 Turbine/Generator Full Power
09/24/01 2300 1152 100 Turbine/Generator Full Power
09/24/01 2400 1152 100 Turbine/Generator Full Power
09/25/01 0100 1153 100 Turbine/Generator Full Power
09/25/01 0200 1153 100 Turbine/Generator Full Power
09/25/01 0300 1153 100 Turbine/Generator Full Power
09/25/01 0400 1153 100 Turbine/Generator Full Power
09/25/01 0500 1153 100 Turbine/Generator Full Power
09/25/01 0600 1154 100 Turbine/Generator Full Power
09/25/01 0700 1154 100 Turbine/Generator Full Power
09/25/01 0800 1153 100 Turbine/Generator Full Power
09/25/01 0900 1152 99.9 Turbine/Generator Full Power
09/25/01 1000 1152 100 Turbine/Generator Full Power
09/25/01 1100 1152 100 Turbine/Generator Full Power
09/25/01 1200 1152 100 Turbine/Generator Full Power
09/25/01 1300 1151 100 Turbine/Generator Full Power
09/25/01 1400 1151 100 Turbine/Generator Full Power
09/25/01 1500 1152 100 Turbine/Generator Full Power
09/25/01 1600 1153 100 Turbine/Generator Full Power
09/25/01 1700 1152 99.9 Turbine/Generator Full Power
09/25/01 1800 1151 100 Turbine/Generator Full Power
09/25/01 1900 1152 100 Turbine/Generator Full Power
09/25/01 2000 1152 100 Turbine/Generator Full Power
09/25/01 2100 1151 100 Turbine/Generator Full Power
09/25/01 2200 1152 100 Turbine/Generator Full Power
09/25/01 2300 1154 100 Turbine/Generator Full Power
09/25/01 2400 1154 100 Turbine/Generator Full Power
09/26/01 0100 1153 100 Turbine/Generator Full Power
09/26/01 0200 1154 100 Turbine/Generator Full Power
09/26/01 0300 1154 100 Turbine/Generator Full Power
09/26/01 0400 1154 100 Turbine/Generator Full Power
09/26/01 0500 1154 100 Turbine/Generator Full Power
09/26/01 0600 1154 100 Turbine/Generator Full Power
09/26/01 0700 1155 100 Turbine/Generator Full Power
09/26/01 0800 1153 100 Turbine/Generator Full Power
09/26/01 0900 1152 100 Turbine/Generator Full Power
09/26/01 1000 1152 100 Turbine/Generator Full Power
09/26/01 1100 1152 100 Turbine/Generator Full Power
09/26/01 1200 1152 100 Turbine/Generator Full Power
09/26/01 1300 1152 100 Turbine/Generator Full Power
09/26/01 1400 1152 100 Turbine/Generator Full Power
09/26/01 1500 1152 99.9 Turbine/Generator Full Power
09/26/01 1600 1152 99.9 Turbine/Generator Full Power
09/26/01 1700 1152 100 Turbine/Generator Full Power
09/26/01 1800 1152 100 Turbine/Generator Full Power
09/26/01 1900 1153 100 Turbine/Generator Full Power
09/26/01 2000 1153 100 Turbine/Generator Full Power
09/26/01 2100 1154 100 Turbine/Generator Full Power
09/26/01 2200 1153 100 Turbine/Generator Full Power
09/26/01 2300 1153 100 Turbine/Generator Full Power
09/26/01 2400 1153 100 Turbine/Generator Full Power
09/27/01 0100 1154 100 Turbine/Generator Full Power



09/27/01 0200 1154 100 Turbine/Generator Full Power
09/27/01 0300 1154 100 Turbine/Generator Full Power
09/27/01 0400 1154 100 Turbine/Generator Full Power
09/27/01 0500 1154 100 Turbine/Generator Full Power
09/27/01 0600 1154 100 Turbine/Generator Full Power
09/27/01 0700 1154 100 Turbine/Generator Full Power
09/27/01 0800 1155 99.9 Turbine/Generator Full Power
09/27/01 0900 1154 99.9 Turbine/Generator Full Power
09/27/01 1000 1154 99.9 Turbine/Generator Full Power
09/27/01 1100 1153 100 Turbine/Generator Full Power
09/27/01 1200 1152 99.9 Turbine/Generator Full Power
09/27/01 1300 1153 100 Turbine/Generator Full Power
09/27/01 1400 1153 99.9 Turbine/Generator Full Power
09/27/01 1500 1153 100 Turbine/Generator Full Power
09/27/01 1600 1154 100 Turbine/Generator Full Power
09/27/01 1700 1154 100 Turbine/Generator Full Power
09/27/01 1800 1154 100 Turbine/Generator Full Power
09/27/01 1900 1154 100 Turbine/Generator Full Power
09/27/01 2000 1155 99.9 Turbine/Generator Full Power
09/27/01 2100 1154 100 Turbine/Generator Full Power
09/27/01 2200 1154 100 Turbine/Generator Full Power
09/27/01 2300 1153 100 Turbine/Generator Full Power
09/27/01 2400 1153 100 Turbine/Generator Full Power
09/28/01 0100 1152 99.9 Turbine/Generator Full Power
09/28/01 0200 1153 99.9 Turbine/Generator Full Power
09/28/01 0300 1154 100.1 Turbine/Generator Full Power
09/28/01 0400 1156 100 Turbine/Generator Full Power
09/28/01 0500 1155 100 Turbine/Generator Full Power
09/28/01 0600 1156 100 Turbine/Generator Full Power
09/28/01 0700 1156 100 Turbine/Generator Full Power
09/28/01 0800 1156 100 Turbine/Generator Full Power
09/28/01 0900 1156 100 Turbine/Generator Full Power
09/28/01 1000 1155 100 Turbine/Generator Full Power
09/28/01 1100 1155 100 Turbine/Generator Full Power
09/28/01 1200 1155 100 Turbine/Generator Full Power
09/28/01 1300 1154 100 Turbine/Generator Full Power
09/28/01 1400 1154 100 Turbine/Generator Full Power
09/28/01 1500 1154 100 Turbine/Generator Full Power
09/28/01 1600 1154 99.9 Turbine/Generator Full Power
09/28/01 1700 1155 100 Turbine/Generator Full Power
09/28/01 1800 1155 99.9 Turbine/Generator Full Power
09/28/01 1900 1156 100 Turbine/Generator Full Power
09/28/01 2000 1156 100 Turbine/Generator Full Power
09/28/01 2100 1156 100 Turbine/Generator Full Power
09/28/01 2200 1155 100 Turbine/Generator Full Power
09/28/01 2300 1155 100 Turbine/Generator Full Power
09/28/01 2400 1155 100 Turbine/Generator Full Power
09/29/01 0100 1155 100 Turbine/Generator Full Power
09/29/01 0200 1155 100 Turbine/Generator Full Power
09/29/01 0300 1155 100 Turbine/Generator Full Power
09/29/01 0400 1155 100 Turbine/Generator Full Power
09/29/01 0500 1155 100 Turbine/Generator Full Power
09/29/01 0600 1156 100 Turbine/Generator Full Power



09/29/01 0700 1156 100 Turbine/Generator Full Power
09/29/01 0800 1155 100 Turbine/Generator Full Power
09/29/01 0900 1155 100 Turbine/Generator Full Power
09/29/01 1000 1156 100 Turbine/Generator Full Power
09/29/01 1100 1156 100 Turbine/Generator Full Power
09/29/01 1200 1156 100 Turbine/Generator Full Power
09/29/01 1300 1155 100 Turbine/Generator Full Power
09/29/01 1400 1155 100 Turbine/Generator Full Power
09/29/01 1500 1155 99.9 Turbine/Generator Full Power
09/29/01 1600 1155 99.9 Turbine/Generator Full Power
09/29/01 1700 1156 100 Turbine/Generator Full Power
09/29/01 1800 1156 100 Turbine/Generator Full Power
09/29/01 1900 1156 100 Turbine/Generator Full Power
09/29/01 2000 1156 100 Turbine/Generator Full Power
09/29/01 2100 1156 100 Turbine/Generator Full Power
09/29/01 2200 1155 100 Turbine/Generator Full Power
09/29/01 2300 1155 100 Turbine/Generator Full Power
09/29/01 2400 1155 100 Turbine/Generator Full Power
09/30/01 0100 1155 100 Turbine/Generator Full Power
09/30/01 0200 1155 100 Turbine/Generator Full Power
09/30/01 0300 1155 100 Turbine/Generator Full Power
09/30/01 0400 1156 100 Turbine/Generator Full Power
09/30/01 0500 1155 100 Turbine/Generator Full Power
09/30/01 0600 1155 100 Turbine/Generator Full Power
09/30/01 0700 1155 100 Turbine/Generator Full Power
09/30/01 0800 1156 100 Turbine/Generator Full Power
09/30/01 0900 1155 100 Turbine/Generator Full Power
09/30/01 1000 1155 100 Turbine/Generator Full Power
09/30/01 1100 1154 100 Turbine/Generator Full Power
09/30/01 1200 1153 99.9 Turbine/Generator Full Power
09/30/01 1300 1153 100 Turbine/Generator Full Power
09/30/01 1400 1153 100 Turbine/Generator Full Power
09/30/01 1500 1152 99.9 Turbine/Generator Full Power
09/30/01 1600 1152 100 Turbine/Generator Full Power
09/30/01 1700 1152 100 Turbine/Generator Full Power
09/30/01 1800 1152 100 Turbine/Generator Full Power
09/30/01 1900 1153 100 Turbine/Generator Full Power
09/30/01 2000 1152 100 Turbine/Generator Full Power
09/30/01 2100 1153 100 Turbine/Generator Full Power
09/30/01 2200 1153 100 Turbine/Generator Full Power
09/30/01 2300 1153 100 Turbine/Generator Full Power
09/30/01 2400 1153 100 Turbine/Generator Full Power
10/01/01 0100 1153 100 Turbine/Generator Full Power
10/01/01 0200 1153 100 Turbine/Generator Full Power
10/01/01 0300 1153 100 Turbine/Generator Full Power
10/01/01 0400 1153 100 Turbine/Generator Full Power
10/01/01 0500 1153 100 Turbine/Generator Full Power
10/01/01 0600 1153 100 Turbine/Generator Full Power
10/01/01 0700 1153 100 Turbine/Generator Full Power
10/01/01 0800 1153 100 Turbine/Generator Full Power
10/01/01 0900 1153 99.9 Turbine/Generator Full Power
10/01/01 1000 1153 100 Turbine/Generator Full Power
10/01/01 1100 1153 100 Turbine/Generator Full Power



10/01/01 1200 1153 99.9 Turbine/Generator Full Power
10/01/01 1300 1154 99.9 Turbine/Generator Full Power
10/01/01 1400 1153 100 Turbine/Generator Full Power
10/01/01 1500 1153 100 Turbine/Generator Full Power
10/01/01 1600 1153 100 Turbine/Generator Full Power
10/01/01 1700 1153 100 Turbine/Generator Full Power
10/01/01 1800 1153 100 Turbine/Generator Full Power
10/01/01 1900 1153 100 Turbine/Generator Full Power
10/01/01 2000 1153 99.9 Turbine/Generator Full Power
10/01/01 2100 1154 100 Turbine/Generator Full Power
10/01/01 2200 1154 100 Turbine/Generator Full Power
10/01/01 2300 1154 99.9 Turbine/Generator Full Power
10/01/01 2400 1154 100.6 Turbine/Generator Full Power
10/02/01 0100 1153 100 Turbine/Generator Full Power
10/02/01 0200 1154 99.9 Turbine/Generator Full Power
10/02/01 0300 1154 100 Turbine/Generator Full Power
10/02/01 0400 1154 100 Turbine/Generator Full Power
10/02/01 0500 1154 100 Turbine/Generator Full Power
10/02/01 0600 1154 100 Turbine/Generator Full Power
10/02/01 0700 1154 100 Turbine/Generator Full Power
10/02/01 0800 1154 100 Turbine/Generator Full Power
10/02/01 0900 1154 100 Turbine/Generator Full Power
10/02/01 1000 1154 99.9 Turbine/Generator Full Power
10/02/01 1100 1152 100 Turbine/Generator Full Power
10/02/01 1200 1152 100 Turbine/Generator Full Power
10/02/01 1300 1152 99.9 Turbine/Generator Full Power
10/02/01 1400 1152 99.9 Turbine/Generator Full Power
10/02/01 1500 1152 100 Turbine/Generator Full Power
10/02/01 1600 1153 100 Turbine/Generator Full Power
10/02/01 1700 1153 100 Turbine/Generator Full Power
10/02/01 1800 1154 100 Turbine/Generator Full Power
10/02/01 1900 1154 100 Turbine/Generator Full Power
10/02/01 2000 1154 100 Turbine/Generator Full Power
10/02/01 2100 1153 100 Turbine/Generator Full Power
10/02/01 2200 1153 99.9 Turbine/Generator Full Power
10/02/01 2300 1154 100 Turbine/Generator Full Power
10/02/01 2400 1154 99.9 Turbine/Generator Full Power
10/03/01 0100 1153 100.7 Turbine/Generator Full Power
10/03/01 0200 1153 100.7 Turbine/Generator Full Power
10/03/01 0300 1154 100 Turbine/Generator Full Power
10/03/01 0400 1154 100 Turbine/Generator Full Power
10/03/01 0500 1154 100 Turbine/Generator Full Power
10/03/01 0600 1154 100 Turbine/Generator Full Power
10/03/01 0700 1155 100 Turbine/Generator Full Power
10/03/01 0800 1154 100 Turbine/Generator Full Power
10/03/01 0900 1154 100 Turbine/Generator Full Power
10/03/01 1000 1154 99.9 Turbine/Generator Full Power
10/03/01 1100 1154 100 Turbine/Generator Full Power
10/03/01 1200 1154 100 Turbine/Generator Full Power
10/03/01 1300 1153 100 Turbine/Generator Full Power
10/03/01 1400 1153 99.9 Turbine/Generator Full Power
10/03/01 1500 1152 100 Turbine/Generator Full Power
10/03/01 1600 1152 99.8 Turbine/Generator Full Power



10/03/01 1700 1152 99.9 Turbine/Generator Full Power
10/03/01 1800 1154 100 Turbine/Generator Full Power
10/03/01 1900 1153 100 Turbine/Generator Full Power
10/03/01 2000 1152 100 Turbine/Generator Full Power
10/03/01 2100 1152 100 Turbine/Generator Full Power
10/03/01 2200 1153 100 Turbine/Generator Full Power
10/03/01 2300 1153 99.9 Turbine/Generator Full Power
10/03/01 2400 1154 100 Turbine/Generator Full Power
10/04/01 0100 1153 99.9 Turbine/Generator Full Power
10/04/01 0200 1153 100 Turbine/Generator Full Power
10/04/01 0300 1153 100 Turbine/Generator Full Power
10/04/01 0400 1153 100 Turbine/Generator Full Power
10/04/01 0500 1153 100 Turbine/Generator Full Power
10/04/01 0600 1152 100 Turbine/Generator Full Power
10/04/01 0700 1152 99.9 Turbine/Generator Full Power
10/04/01 0800 1153 100 Turbine/Generator Full Power
10/04/01 0900 1153 100.8 Turbine/Generator Full Power
10/04/01 1000 1154 99.9 Turbine/Generator Full Power
10/04/01 1100 1153 100.8 Turbine/Generator Full Power
10/04/01 1200 1154 100.8 Turbine/Generator Full Power
10/04/01 1300 1153 100.8 Turbine/Generator Full Power
10/04/01 1400 1152 99.9 Turbine/Generator Full Power
10/04/01 1500 1152 100 Turbine/Generator Full Power
10/04/01 1600 1152 100 Turbine/Generator Full Power
10/04/01 1700 1152 100 Turbine/Generator Full Power
10/04/01 1800 1153 99.9 Turbine/Generator Full Power
10/04/01 1900 1152 99.9 Turbine/Generator Full Power
10/04/01 2000 1152 99.9 Turbine/Generator Full Power
10/04/01 2100 1153 99.9 Turbine/Generator Full Power
10/04/01 2200 1153 99.9 Turbine/Generator Full Power
10/04/01 2300 1153 99.9 Turbine/Generator Full Power
10/04/01 2400 1153 100 Turbine/Generator Full Power
10/05/01 0100 1154 100 Turbine/Generator Full Power
10/05/01 0200 1153 99.9 Turbine/Generator Full Power
10/05/01 0300 1152 99.9 Turbine/Generator Full Power
10/05/01 0400 1152 99.9 Turbine/Generator Full Power
10/05/01 0500 1152 99.9 Turbine/Generator Full Power
10/05/01 0600 1152 99.9 Turbine/Generator Full Power
10/05/01 0700 1153 99.9 Turbine/Generator Full Power
10/05/01 0800 1153 99.9 Turbine/Generator Full Power
10/05/01 0900 1154 100 Turbine/Generator Full Power
10/05/01 1000 1153 100 Turbine/Generator Full Power
10/05/01 1100 1153 99.9 Turbine/Generator Full Power
10/05/01 1200 1154 100 Turbine/Generator Full Power
10/05/01 1300 1153 100 Turbine/Generator Full Power
10/05/01 1400 1153 100 Turbine/Generator Full Power
10/05/01 1500 1152 100 Turbine/Generator Full Power
10/05/01 1600 1152 100 Turbine/Generator Full Power
10/05/01 1700 1153 100 Turbine/Generator Full Power
10/05/01 1800 1153 100 Turbine/Generator Full Power
10/05/01 1900 1152 100 Turbine/Generator Full Power
10/05/01 2000 1152 100 Turbine/Generator Full Power
10/05/01 2100 1152 100 Turbine/Generator Full Power



10/05/01 2200 1153 99.9 Turbine/Generator Full Power
10/05/01 2300 1153 100 Turbine/Generator Full Power
10/05/01 2400 1153 100 Turbine/Generator Full Power
10/06/01 0100 1153 100 Turbine/Generator Full Power
10/06/01 0200 1153 100 Turbine/Generator Full Power
10/06/01 0300 1153 99.9 Turbine/Generator Full Power
10/06/01 0400 1153 100 Turbine/Generator Full Power
10/06/01 0500 1153 100 Turbine/Generator Full Power
10/06/01 0600 1152 100 Turbine/Generator Full Power
10/06/01 0700 1152 100 Turbine/Generator Full Power
10/06/01 0800 1152 100 Turbine/Generator Full Power
10/06/01 0900 1153 100 Turbine/Generator Full Power
10/06/01 1000 1152 100 10:00 start Quarterly STP M-21C Turbine Valve Testing
10/06/01 1100 962 83.5 11:07 ramp-down complete.
10/06/01 1200 935 84 12:50 started ramp-up to full-power.
10/06/01 1300 965 85.4 ramp to full power
10/06/01 1400 1100 96.5 ramp to full power
10/06/01 1500 1119 96.9 ramp to full power
10/06/01 1600 1115 96.6 ramp to full power
10/06/01 1700 1120 97.2 ramp to full power
10/06/01 1800 1145 99.5 ramp to full power
10/06/01 1900 1155 100.2 RX & T/G at 100%
10/06/01 2000 1152 99.9 Turbine/Generator Full Power
10/06/01 2100 1151 99.9 Turbine/Generator Full Power
10/06/01 2200 1151 99.9 Turbine/Generator Full Power
10/06/01 2300 1151 99.9 Turbine/Generator Full Power
10/06/01 2400 1151 99.9 Turbine/Generator Full Power
10/07/01 0100 1152 99.9 Turbine/Generator Full Power
10/07/01 0200 1153 100 Turbine/Generator Full Power
10/07/01 0300 1152 99.9 Turbine/Generator Full Power
10/07/01 0400 1152 99.9 Turbine/Generator Full Power
10/07/01 0500 1152 99.9 Turbine/Generator Full Power
10/07/01 0600 1151 99.9 Turbine/Generator Full Power
10/07/01 0700 1151 99.9 Turbine/Generator Full Power
10/07/01 0800 1151 99.8 Turbine/Generator Full Power
10/07/01 0900 1151 99.9 Turbine/Generator Full Power
10/07/01 1000 1152 99.9 Turbine/Generator Full Power
10/07/01 1100 1152 100 Turbine/Generator Full Power
10/07/01 1200 1152 100 Turbine/Generator Full Power
10/07/01 1300 1152 100 Turbine/Generator Full Power
10/07/01 1400 1152 100 Turbine/Generator Full Power
10/07/01 1500 1152 100 Turbine/Generator Full Power
10/07/01 1600 1152 100 Turbine/Generator Full Power
10/07/01 1700 1152 100 Turbine/Generator Full Power
10/07/01 1800 1152 100 Turbine/Generator Full Power
10/07/01 1900 1152 100 Turbine/Generator Full Power
10/07/01 2000 1151 100 Turbine/Generator Full Power
10/07/01 2100 1152 100 Turbine/Generator Full Power
10/07/01 2200 1150 100 Turbine/Generator Full Power
10/07/01 2300 1150 100 Turbine/Generator Full Power
10/07/01 2400 1152 100 Turbine/Generator Full Power
10/08/01 0100 1152 100 Turbine/Generator Full Power
10/08/01 0200 1153 100 Turbine/Generator Full Power



10/08/01 0300 1152 100 Turbine/Generator Full Power
10/08/01 0400 1150 99.9 Turbine/Generator Full Power
10/08/01 0500 1150 99.9 Turbine/Generator Full Power
10/08/01 0600 1150 99.9 Turbine/Generator Full Power
10/08/01 0700 1151 99.9 Turbine/Generator Full Power
10/08/01 0800 1151 99.9 Turbine/Generator Full Power
10/08/01 0900 1150 99.8 Turbine/Generator Full Power
10/08/01 1000 1149 99.8 Turbine/Generator Full Power
10/08/01 1100 1149 99.8 Turbine/Generator Full Power
10/08/01 1200 1149 99.8 Turbine/Generator Full Power
10/08/01 1300 1149 99.8 Turbine/Generator Full Power
10/08/01 1400 1149 99.8 Turbine/Generator Full Power
10/08/01 1500 1151 100 Turbine/Generator Full Power
10/08/01 1600 1151 100 Turbine/Generator Full Power
10/08/01 1700 1151 99.9 Turbine/Generator Full Power
10/08/01 1800 1151 99.9 Turbine/Generator Full Power
10/08/01 1900 1152 100 Turbine/Generator Full Power
10/08/01 2000 1152 100 Turbine/Generator Full Power
10/08/01 2100 1151 100 Turbine/Generator Full Power
10/08/01 2200 1151 100 Turbine/Generator Full Power
10/08/01 2300 1151 100 Turbine/Generator Full Power
10/08/01 2400 1151 100 Turbine/Generator Full Power
10/09/01 0100 1152 100 Turbine/Generator Full Power
10/09/01 0200 1151 100 Turbine/Generator Full Power
10/09/01 0300 1151 100 Turbine/Generator Full Power
10/09/01 0400 1152 100 Turbine/Generator Full Power
10/09/01 0500 1152 100 Turbine/Generator Full Power
10/09/01 0600 1152 100 Turbine/Generator Full Power
10/09/01 0700 1152 100 Turbine/Generator Full Power
10/09/01 0800 1152 100 Turbine/Generator Full Power
10/09/01 0900 1152 100 Turbine/Generator Full Power
10/09/01 1000 1152 100 Turbine/Generator Full Power
10/09/01 1100 1151 100 Turbine/Generator Full Power
10/09/01 1200 1150 99.9 Turbine/Generator Full Power
10/09/01 1300 1150 99.9 Turbine/Generator Full Power
10/09/01 1400 1150 99.9 Turbine/Generator Full Power
10/09/01 1500 1150 99.9 Turbine/Generator Full Power
10/09/01 1600 1150 99.9 Turbine/Generator Full Power
10/09/01 1700 1150 99.9 Turbine/Generator Full Power
10/09/01 1800 1149 99.9 Turbine/Generator Full Power
10/09/01 1900 1150 100 Turbine/Generator Full Power
10/09/01 2000 1150 100 Turbine/Generator Full Power
10/09/01 2100 1151 100 Turbine/Generator Full Power
10/09/01 2200 1151 100 Turbine/Generator Full Power
10/09/01 2300 1151 100 Turbine/Generator Full Power
10/09/01 2400 1151 100 Turbine/Generator Full Power
10/10/01 0100 1151 100 Turbine/Generator Full Power
10/10/01 0200 1152 100 Turbine/Generator Full Power
10/10/01 0300 1154 100 Turbine/Generator Full Power
10/10/01 0400 1153 99.9 Turbine/Generator Full Power
10/10/01 0500 1152 100 Turbine/Generator Full Power
10/10/01 0600 1151 100 Turbine/Generator Full Power
10/10/01 0700 1151 100 Turbine/Generator Full Power



10/10/01 0800 1151 99.9 Turbine/Generator Full Power
10/10/01 0900 1151 100 Turbine/Generator Full Power
10/10/01 1000 1150 99.9 Turbine/Generator Full Power
10/10/01 1100 1150 100 Turbine/Generator Full Power
10/10/01 1200 1150 100 Turbine/Generator Full Power
10/10/01 1300 1150 99.9 Turbine/Generator Full Power
10/10/01 1400 1150 100 Turbine/Generator Full Power
10/10/01 1500 1150 100 Turbine/Generator Full Power
10/10/01 1600 1150 99.9 Turbine/Generator Full Power
10/10/01 1700 1151 100 Turbine/Generator Full Power
10/10/01 1800 1151 100 Turbine/Generator Full Power
10/10/01 1900 1150 100 Turbine/Generator Full Power
10/10/01 2000 1150 100 Turbine/Generator Full Power
10/10/01 2100 1150 100 Turbine/Generator Full Power
10/10/01 2200 1150 99.9 Turbine/Generator Full Power
10/10/01 2300 1150 100 Turbine/Generator Full Power
10/10/01 2400 1150 100 Turbine/Generator Full Power
10/11/01 0100 1151 100 Turbine/Generator Full Power
10/11/01 0200 1150 100 Turbine/Generator Full Power
10/11/01 0300 1151 100 Turbine/Generator Full Power
10/11/01 0400 1151 100 Turbine/Generator Full Power
10/11/01 0500 1151 100 Turbine/Generator Full Power
10/11/01 0600 1150 99.9 Turbine/Generator Full Power
10/11/01 0700 1150 99.9 Turbine/Generator Full Power
10/11/01 0800 1150 100 Turbine/Generator Full Power
10/11/01 0900 1150 100 Turbine/Generator Full Power
10/11/01 1000 1150 99.9 Turbine/Generator Full Power
10/11/01 1100 1149 99.9 Turbine/Generator Full Power
10/11/01 1200 1148 99.9 Turbine/Generator Full Power
10/11/01 1300 1149 99.9 Turbine/Generator Full Power
10/11/01 1400 1149 99.9 Turbine/Generator Full Power
10/11/01 1500 1149 99.9 Turbine/Generator Full Power
10/11/01 1600 1149 99.9 Turbine/Generator Full Power
10/11/01 1700 1151 100 Turbine/Generator Full Power
10/11/01 1800 1151 100 Turbine/Generator Full Power
10/11/01 1900 1151 100 Turbine/Generator Full Power
10/11/01 2000 1151 100 Turbine/Generator Full Power
10/11/01 2100 1152 100 Turbine/Generator Full Power
10/11/01 2200 1151 100 Turbine/Generator Full Power
10/11/01 2300 1152 100 Turbine/Generator Full Power
10/11/01 2400 1152 100 Turbine/Generator Full Power
10/12/01 0100 1152 100 Turbine/Generator Full Power
10/12/01 0200 1152 100 Turbine/Generator Full Power
10/12/01 0300 1153 100 Turbine/Generator Full Power
10/12/01 0400 1147 100 Turbine/Generator Full Power
10/12/01 0500 1142 100 Turbine/Generator Full Power
10/12/01 0600 1143 100 Turbine/Generator Full Power
10/12/01 0700 1141 100 Turbine/Generator Full Power
10/12/01 0800 1142 100 Turbine/Generator Full Power
10/12/01 0900 1142 100 Turbine/Generator Full Power
10/12/01 1000 1141 100 Turbine/Generator Full Power
10/12/01 1100 1140 100 Turbine/Generator Full Power
10/12/01 1200 1140 100 Turbine/Generator Full Power



10/12/01 1300 1141 100 Turbine/Generator Full Power
10/12/01 1400 1139 100 Turbine/Generator Full Power
10/12/01 1500 1138 99.9 Turbine/Generator Full Power
10/12/01 1600 1139 100 Turbine/Generator Full Power
10/12/01 1700 1139 100 Turbine/Generator Full Power
10/12/01 1800 1138 100 Turbine/Generator Full Power
10/12/01 1900 1139 100 Turbine/Generator Full Power
10/12/01 2000 1139 100 Turbine/Generator Full Power
10/12/01 2100 1151 100 Turbine/Generator Full Power
10/12/01 2200 1150 100 Turbine/Generator Full Power
10/12/01 2300 1151 99.9 Turbine/Generator Full Power
10/12/01 2400 1150 100 Turbine/Generator Full Power
10/13/01 0100 1150 100 Turbine/Generator Full Power
10/13/01 0200 1150 100 Turbine/Generator Full Power
10/13/01 0300 1149 100 Turbine/Generator Full Power
10/13/01 0400 1150 100 Turbine/Generator Full Power
10/13/01 0500 1150 100 Turbine/Generator Full Power
10/13/01 0600 1150 100 Turbine/Generator Full Power
10/13/01 0700 1150 100 Turbine/Generator Full Power
10/13/01 0800 1150 100 Turbine/Generator Full Power
10/13/01 0900 1150 100 Turbine/Generator Full Power
10/13/01 1000 1150 100 Turbine/Generator Full Power
10/13/01 1100 1150 100 Turbine/Generator Full Power
10/13/01 1200 1149 100 Turbine/Generator Full Power
10/13/01 1300 1149 99.9 Turbine/Generator Full Power
10/13/01 1400 1148 99.9 Turbine/Generator Full Power
10/13/01 1500 1150 100 Turbine/Generator Full Power
10/13/01 1600 1148 100 Turbine/Generator Full Power
10/13/01 1700 1148 100 Turbine/Generator Full Power
10/13/01 1800 1147 99.9 Turbine/Generator Full Power
10/13/01 1900 1148 100 Turbine/Generator Full Power
10/13/01 2000 1149 99.9 Turbine/Generator Full Power
10/13/01 2100 1149 99.9 Turbine/Generator Full Power
10/13/01 2200 1148 99.9 Turbine/Generator Full Power
10/13/01 2300 1149 100 Turbine/Generator Full Power
10/13/01 2400 1149 99.9 Turbine/Generator Full Power
10/14/01 0100 1149 99.9 Turbine/Generator Full Power
10/14/01 0200 1149 100 Turbine/Generator Full Power
10/14/01 0300 1149 100 Turbine/Generator Full Power
10/14/01 0400 1149 99.9 Turbine/Generator Full Power
10/14/01 0500 1150 100 Turbine/Generator Full Power
10/14/01 0600 1149 99.9 Turbine/Generator Full Power
10/14/01 0700 1149 100 Turbine/Generator Full Power
10/14/01 0800 1150 99.9 Turbine/Generator Full Power
10/14/01 0900 1150 100 Turbine/Generator Full Power
10/14/01 1000 1149 99.9 Turbine/Generator Full Power
10/14/01 1100 1150 100 Turbine/Generator Full Power
10/14/01 1200 1148 100 Turbine/Generator Full Power
10/14/01 1300 1148 100 Turbine/Generator Full Power
10/14/01 1400 1146 99.9 Turbine/Generator Full Power
10/14/01 1500 1146 100 Turbine/Generator Full Power
10/14/01 1600 1147 100 Turbine/Generator Full Power
10/14/01 1700 1147 100 Turbine/Generator Full Power



10/14/01 1800 1149 99.9 Turbine/Generator Full Power
10/14/01 1900 1148 99.9 Turbine/Generator Full Power
10/14/01 2000 1148 99.9 Turbine/Generator Full Power
10/14/01 2100 1148 99.9 Turbine/Generator Full Power
10/14/01 2200 1148 99.9 Turbine/Generator Full Power
10/14/01 2300 1150 100 Turbine/Generator Full Power
10/14/01 2400 1149 100 Turbine/Generator Full Power
10/15/01 0100 1148 100 Turbine/Generator Full Power
10/15/01 0200 1149 99.9 Turbine/Generator Full Power
10/15/01 0300 1147 100 Turbine/Generator Full Power
10/15/01 0400 1146 100 Turbine/Generator Full Power
10/15/01 0500 1147 99.9 Turbine/Generator Full Power
10/15/01 0600 1148 100 Turbine/Generator Full Power
10/15/01 0700 1148 99.9 Turbine/Generator Full Power
10/15/01 0800 1148 100 Turbine/Generator Full Power
10/15/01 0900 1147 100 Turbine/Generator Full Power
10/15/01 1000 1148 100 Turbine/Generator Full Power
10/15/01 1100 1147 99.9 Turbine/Generator Full Power
10/15/01 1200 1147 100 Turbine/Generator Full Power
10/15/01 1300 1147 100 Turbine/Generator Full Power
10/15/01 1400 1145 100 Turbine/Generator Full Power
10/15/01 1500 1145 100 Turbine/Generator Full Power
10/15/01 1600 1145 100 Turbine/Generator Full Power
10/15/01 1700 1145 100 Turbine/Generator Full Power
10/15/01 1800 1145 100 Turbine/Generator Full Power
10/15/01 1900 1145 100 Turbine/Generator Full Power
10/15/01 2000 1146 99.9 Turbine/Generator Full Power
10/15/01 2100 1146 100 Turbine/Generator Full Power
10/15/01 2200 1146 99.9 Turbine/Generator Full Power
10/15/01 2300 1146 100 Turbine/Generator Full Power
10/15/01 2400 1146 100 Turbine/Generator Full Power
10/16/01 0100 1146 99.9 Turbine/Generator Full Power
10/16/01 0200 1147 99.9 Turbine/Generator Full Power
10/16/01 0300 1147 99.9 Turbine/Generator Full Power
10/16/01 0400 1147 100 Turbine/Generator Full Power
10/16/01 0500 1147 100 Turbine/Generator Full Power
10/16/01 0600 1147 99.9 Turbine/Generator Full Power
10/16/01 0700 1147 99.9 Turbine/Generator Full Power
10/16/01 0800 1147 99.9 Turbine/Generator Full Power
10/16/01 0900 1148 100 Turbine/Generator Full Power
10/16/01 1000 1148 99.9 Turbine/Generator Full Power
10/16/01 1100 1149 100 Turbine/Generator Full Power
10/16/01 1200 1147 99.9 Turbine/Generator Full Power
10/16/01 1300 1147 100 Turbine/Generator Full Power
10/16/01 1400 1148 100 Turbine/Generator Full Power
10/16/01 1500 1149 100 Turbine/Generator Full Power
10/16/01 1600 1147 100 Turbine/Generator Full Power
10/16/01 1700 1147 100 Turbine/Generator Full Power
10/16/01 1800 1148 100 Turbine/Generator Full Power
10/16/01 1900 1149 100 Turbine/Generator Full Power
10/16/01 2000 1149 100 Turbine/Generator Full Power
10/16/01 2100 1149 100 Turbine/Generator Full Power
10/16/01 2200 1149 100 Turbine/Generator Full Power



10/16/01 2300 1149 100 Turbine/Generator Full Power
10/16/01 2400 1149 100 Turbine/Generator Full Power
10/17/01 0100 1149 100 Turbine/Generator Full Power
10/17/01 0200 1148 100 Turbine/Generator Full Power
10/17/01 0300 1148 100 Turbine/Generator Full Power
10/17/01 0400 1148 100 Turbine/Generator Full Power
10/17/01 0500 1148 100 Turbine/Generator Full Power
10/17/01 0600 1148 100 Turbine/Generator Full Power
10/17/01 0700 1149 100 Turbine/Generator Full Power
10/17/01 0800 1149 100 Turbine/Generator Full Power
10/17/01 0900 1149 100 Turbine/Generator Full Power
10/17/01 1000 1148 100 Turbine/Generator Full Power
10/17/01 1100 1148 100 Turbine/Generator Full Power
10/17/01 1200 1147 100 Turbine/Generator Full Power
10/17/01 1300 1147 100 Turbine/Generator Full Power
10/17/01 1400 1147 100 Turbine/Generator Full Power
10/17/01 1500 1148 100 Turbine/Generator Full Power
10/17/01 1600 1149 100 Turbine/Generator Full Power
10/17/01 1700 1148 100 Turbine/Generator Full Power
10/17/01 1800 1148 100 Turbine/Generator Full Power
10/17/01 1900 1147 100 Turbine/Generator Full Power
10/17/01 2000 1148 100 Turbine/Generator Full Power
10/17/01 2100 1148 100 Turbine/Generator Full Power
10/17/01 2200 1149 100 Turbine/Generator Full Power
10/17/01 2300 1149 100 Turbine/Generator Full Power
10/17/01 2400 1149 100 Turbine/Generator Full Power
10/18/01 0100 1148 100 Turbine/Generator Full Power
10/18/01 0200 1149 100 Turbine/Generator Full Power
10/18/01 0300 1148 100 Turbine/Generator Full Power
10/18/01 0400 1148 100 Turbine/Generator Full Power
10/18/01 0500 1148 100 Turbine/Generator Full Power
10/18/01 0600 1148 100 Turbine/Generator Full Power
10/18/01 0700 1148 100 Turbine/Generator Full Power
10/18/01 0800 1148 100 Turbine/Generator Full Power
10/18/01 0900 1148 100 Turbine/Generator Full Power
10/18/01 1000 1148 100 Turbine/Generator Full Power
10/18/01 1100 1148 100 Turbine/Generator Full Power
10/18/01 1200 1148 99.9 Turbine/Generator Full Power
10/18/01 1300 1147 99.9 Turbine/Generator Full Power
10/18/01 1400 1147 100 Turbine/Generator Full Power
10/18/01 1500 1147 100 Turbine/Generator Full Power
10/18/01 1600 1146 100 Turbine/Generator Full Power
10/18/01 1700 1146 100 Turbine/Generator Full Power
10/18/01 1800 1147 100 Turbine/Generator Full Power
10/18/01 1900 1147 100 Turbine/Generator Full Power
10/18/01 2000 1148 100 Turbine/Generator Full Power
10/18/01 2100 1147 100 Turbine/Generator Full Power
10/18/01 2200 1149 100 Turbine/Generator Full Power
10/18/01 2300 1148 99.9 Turbine/Generator Full Power
10/18/01 2400 1147 100 Turbine/Generator Full Power
10/19/01 0100 1147 100 Turbine/Generator Full Power
10/19/01 0200 1148 100 Turbine/Generator Full Power
10/19/01 0300 1149 100 Turbine/Generator Full Power



10/19/01 0400 1148 100 Turbine/Generator Full Power
10/19/01 0500 1148 100 Turbine/Generator Full Power
10/19/01 0600 1148 100 Turbine/Generator Full Power
10/19/01 0700 1149 100 Turbine/Generator Full Power
10/19/01 0800 1147 99.9 Turbine/Generator Full Power
10/19/01 0900 1148 100 Turbine/Generator Full Power
10/19/01 1000 1148 99.9 Turbine/Generator Full Power
10/19/01 1100 1147 100 Turbine/Generator Full Power
10/19/01 1200 1149 99.9 Turbine/Generator Full Power
10/19/01 1300 1147 100 Turbine/Generator Full Power
10/19/01 1400 1147 99.9 Turbine/Generator Full Power
10/19/01 1500 1147 100 Turbine/Generator Full Power
10/19/01 1600 1147 100 Turbine/Generator Full Power
10/19/01 1700 1146 99.9 Turbine/Generator Full Power
10/19/01 1800 1146 99.9 Turbine/Generator Full Power
10/19/01 1900 1145 99.9 Turbine/Generator Full Power
10/19/01 2000 1147 99.9 Turbine/Generator Full Power
10/19/01 2100 1148 100 Turbine/Generator Full Power
10/19/01 2200 1148 100 Turbine/Generator Full Power
10/19/01 2300 1147 100 Turbine/Generator Full Power
10/19/01 2400 1149 99.9 Turbine/Generator Full Power
10/20/01 0100 1146 100 Turbine/Generator Full Power
10/20/01 0200 1147 99.9 Turbine/Generator Full Power
10/20/01 0300 1148 100 Turbine/Generator Full Power
10/20/01 0400 1147 99.9 Turbine/Generator Full Power
10/20/01 0500 1147 99.9 Turbine/Generator Full Power
10/20/01 0600 1148 100 Turbine/Generator Full Power
10/20/01 0700 1148 99.9 Turbine/Generator Full Power
10/20/01 0800 1147 99.9 Turbine/Generator Full Power
10/20/01 0900 1147 100 Turbine/Generator Full Power
10/20/01 1000 1147 100 Turbine/Generator Full Power
10/20/01 1100 1147 100 Turbine/Generator Full Power
10/20/01 1200 1147 100 Turbine/Generator Full Power
10/20/01 1300 1147 100 Turbine/Generator Full Power
10/20/01 1400 1147 100 Turbine/Generator Full Power
10/20/01 1500 1147 99.9 Turbine/Generator Full Power
10/20/01 1600 1147 100 Turbine/Generator Full Power
10/20/01 1700 1148 99.9 Turbine/Generator Full Power
10/20/01 1800 1147 100 Turbine/Generator Full Power
10/20/01 1900 1147 100 Turbine/Generator Full Power
10/20/01 2000 1148 100 Turbine/Generator Full Power
10/20/01 2100 1148 100 Turbine/Generator Full Power
10/20/01 2200 1149 100 Turbine/Generator Full Power
10/20/01 2300 1148 100 Turbine/Generator Full Power
10/20/01 2400 1149 100 Turbine/Generator Full Power
10/21/01 0100 1148 99.9 Turbine/Generator Full Power
10/21/01 0200 1149 100 Turbine/Generator Full Power
10/21/01 0300 1148 100 Turbine/Generator Full Power
10/21/01 0400 1148 100 Turbine/Generator Full Power
10/21/01 0500 1148 100 Turbine/Generator Full Power
10/21/01 0600 1148 99.9 Turbine/Generator Full Power
10/21/01 0700 1148 100 Turbine/Generator Full Power
10/21/01 0800 1148 100 Turbine/Generator Full Power



10/21/01 0900 1148 100 Turbine/Generator Full Power
10/21/01 1000 1148 100 Turbine/Generator Full Power
10/21/01 1100 1148 100 Turbine/Generator Full Power
10/21/01 1200 1148 100 Turbine/Generator Full Power
10/21/01 1300 1148 100 Turbine/Generator Full Power
10/21/01 1400 1148 100 Turbine/Generator Full Power
10/21/01 1500 1148 100 Turbine/Generator Full Power
10/21/01 1600 1148 100 Turbine/Generator Full Power
10/21/01 1700 1148 100 Turbine/Generator Full Power
10/21/01 1800 1148 100 Turbine/Generator Full Power
10/21/01 1900 1148 100 Turbine/Generator Full Power
10/21/01 2000 1148 100 Turbine/Generator Full Power
10/21/01 2100 1149 99.9 Turbine/Generator Full Power
10/21/01 2200 1148 100 Turbine/Generator Full Power
10/21/01 2300 1149 100 Turbine/Generator Full Power
10/21/01 2400 1149 100 Turbine/Generator Full Power
10/22/01 0100 1148 100 Turbine/Generator Full Power
10/22/01 0200 1150 100 Turbine/Generator Full Power
10/22/01 0300 1150 100 Turbine/Generator Full Power
10/22/01 0400 1149 100 Turbine/Generator Full Power
10/22/01 0500 1147 99.9 Turbine/Generator Full Power
10/22/01 0600 1149 100 Turbine/Generator Full Power
10/22/01 0700 1150 100 Turbine/Generator Full Power
10/22/01 0800 1150 100 Turbine/Generator Full Power
10/22/01 0900 1150 99.9 Turbine/Generator Full Power
10/22/01 1000 1150 100 Turbine/Generator Full Power
10/22/01 1100 1150 100 Turbine/Generator Full Power
10/22/01 1200 1148 99.9 Turbine/Generator Full Power
10/22/01 1300 1148 100 Turbine/Generator Full Power
10/22/01 1400 1149 99.9 Turbine/Generator Full Power
10/22/01 1500 1149 99.9 Turbine/Generator Full Power
10/22/01 1600 1149 99.9 Turbine/Generator Full Power
10/22/01 1700 1149 99.9 Turbine/Generator Full Power
10/22/01 1800 1149 99.9 Turbine/Generator Full Power
10/22/01 1900 1149 100 Turbine/Generator Full Power
10/22/01 2000 1148 100 Turbine/Generator Full Power
10/22/01 2100 1148 99.9 Turbine/Generator Full Power
10/22/01 2200 1149 99.9 Turbine/Generator Full Power
10/22/01 2300 1149 100 Turbine/Generator Full Power
10/22/01 2400 1149 100 Turbine/Generator Full Power
10/23/01 0100 1149 99.9 Turbine/Generator Full Power
10/23/01 0200 1149 100 Turbine/Generator Full Power
10/23/01 0300 1149 100 Turbine/Generator Full Power
10/23/01 0400 1149 99.9 Turbine/Generator Full Power
10/23/01 0500 1149 99.9 Turbine/Generator Full Power
10/23/01 0600 1149 100 Turbine/Generator Full Power
10/23/01 0700 1149 100 Turbine/Generator Full Power
10/23/01 0800 1150 100 Turbine/Generator Full Power
10/23/01 0900 1150 100 Turbine/Generator Full Power
10/23/01 1000 1149 100 Turbine/Generator Full Power
10/23/01 1100 1148 100 Turbine/Generator Full Power
10/23/01 1200 1149 100 Turbine/Generator Full Power
10/23/01 1300 1148 99.9 Turbine/Generator Full Power



10/23/01 1400 1149 99.9 Turbine/Generator Full Power
10/23/01 1500 1149 99.9 Turbine/Generator Full Power
10/23/01 1600 1150 99.9 Turbine/Generator Full Power
10/23/01 1700 1150 100 Turbine/Generator Full Power
10/23/01 1800 1150 100 Turbine/Generator Full Power
10/23/01 1900 1150 100 Turbine/Generator Full Power
10/23/01 2000 1151 100.8 Turbine/Generator Full Power
10/23/01 2100 1149 100 Turbine/Generator Full Power
10/23/01 2200 1150 100 Turbine/Generator Full Power
10/23/01 2300 1149 100 Turbine/Generator Full Power
10/23/01 2400 1149 99.9 Turbine/Generator Full Power
10/24/01 0100 1150 100 Turbine/Generator Full Power
10/24/01 0200 1152 100 Turbine/Generator Full Power
10/24/01 0300 1152 100 Turbine/Generator Full Power
10/24/01 0400 1153 99.9 Turbine/Generator Full Power
10/24/01 0500 1153 99.9 Turbine/Generator Full Power
10/24/01 0600 1152 99.9 Turbine/Generator Full Power
10/24/01 0700 1152 100 Turbine/Generator Full Power
10/24/01 0800 1153 100 Turbine/Generator Full Power
10/24/01 0900 1153 100 Turbine/Generator Full Power
10/24/01 1000 1154 100 Turbine/Generator Full Power
10/24/01 1100 1153 100 Turbine/Generator Full Power
10/24/01 1200 1153 100 Turbine/Generator Full Power
10/24/01 1300 1151 99.9 Turbine/Generator Full Power
10/24/01 1400 1150 100 Turbine/Generator Full Power
10/24/01 1500 1150 100 Turbine/Generator Full Power
10/24/01 1600 1150 100 Turbine/Generator Full Power
10/24/01 1700 1151 100 Turbine/Generator Full Power
10/24/01 1800 1150 100 Turbine/Generator Full Power
10/24/01 1900 1151 100 Turbine/Generator Full Power
10/24/01 2000 1151 99.9 Turbine/Generator Full Power
10/24/01 2100 1151 100 Turbine/Generator Full Power
10/24/01 2200 1151 99.9 Turbine/Generator Full Power
10/24/01 2300 1150 100 Turbine/Generator Full Power
10/24/01 2400 1150 100 Turbine/Generator Full Power
10/25/01 0100 1149 100 Turbine/Generator Full Power
10/25/01 0200 1149 100 Turbine/Generator Full Power
10/25/01 0300 1149 99.9 Turbine/Generator Full Power
10/25/01 0400 1149 100 Turbine/Generator Full Power
10/25/01 0500 1149 100 Turbine/Generator Full Power
10/25/01 0600 1150 100 Turbine/Generator Full Power
10/25/01 0700 1150 100 Turbine/Generator Full Power
10/25/01 0800 1150 100 Turbine/Generator Full Power
10/25/01 0900 1149 99.9 Turbine/Generator Full Power
10/25/01 1000 1149 99.9 Turbine/Generator Full Power
10/25/01 1100 1149 99.9 Turbine/Generator Full Power
10/25/01 1200 1149 99.9 Turbine/Generator Full Power
10/25/01 1300 1149 100 Turbine/Generator Full Power
10/25/01 1400 1149 100 Turbine/Generator Full Power
10/25/01 1500 1149 99.9 Turbine/Generator Full Power
10/25/01 1600 1149 100 Turbine/Generator Full Power
10/25/01 1700 1150 100 Turbine/Generator Full Power
10/25/01 1800 1150 100 Turbine/Generator Full Power



10/25/01 1900 1150 100 Turbine/Generator Full Power
10/25/01 2000 1150 100 Turbine/Generator Full Power
10/25/01 2100 1151 100 Turbine/Generator Full Power
10/25/01 2200 1151 100 Turbine/Generator Full Power
10/25/01 2300 1151 100 Turbine/Generator Full Power
10/25/01 2400 1151 100 Turbine/Generator Full Power
10/26/01 0100 1151 100 Turbine/Generator Full Power
10/26/01 0200 1151 100 Turbine/Generator Full Power
10/26/01 0300 1151 100 Turbine/Generator Full Power
10/26/01 0400 1151 100 Turbine/Generator Full Power
10/26/01 0500 1151 100 Turbine/Generator Full Power
10/26/01 0600 1151 99.9 Turbine/Generator Full Power
10/26/01 0700 1151 100 Turbine/Generator Full Power
10/26/01 0800 1151 99.9 Turbine/Generator Full Power
10/26/01 0900 1150 100 Turbine/Generator Full Power
10/26/01 1000 1150 99.9 Turbine/Generator Full Power
10/26/01 1100 1149 100 Turbine/Generator Full Power
10/26/01 1200 1149 100 Turbine/Generator Full Power
10/26/01 1300 1150 99.9 Turbine/Generator Full Power
10/26/01 1400 1149 100 Turbine/Generator Full Power
10/26/01 1500 1149 100 Turbine/Generator Full Power
10/26/01 1600 1150 100 Turbine/Generator Full Power
10/26/01 1700 1150 100 Turbine/Generator Full Power
10/26/01 1800 1151 100 Turbine/Generator Full Power
10/26/01 1900 1150 100 Turbine/Generator Full Power
10/26/01 2000 1150 101 Turbine/Generator Full Power
10/26/01 2100 1150 101 Turbine/Generator Full Power
10/26/01 2200 1150 101 Turbine/Generator Full Power
10/26/01 2300 1150 100 Turbine/Generator Full Power
10/26/01 2400 1150 100 Turbine/Generator Full Power
10/27/01 0100 1150 100 Turbine/Generator Full Power
10/27/01 0200 1150 100 Turbine/Generator Full Power
10/27/01 0300 1151 100 Turbine/Generator Full Power
10/27/01 0400 1150 100 Turbine/Generator Full Power
10/27/01 0500 1151 100 Turbine/Generator Full Power
10/27/01 0600 1151 100 Turbine/Generator Full Power
10/27/01 0700 1151 100 Turbine/Generator Full Power
10/27/01 0800 1150 100 Turbine/Generator Full Power
10/27/01 0900 1150 100 Turbine/Generator Full Power
10/27/01 1000 1150 101 Turbine/Generator Full Power
10/27/01 1100 1150 101.1 Turbine/Generator Full Power
10/27/01 1200 1150 101 Turbine/Generator Full Power
10/27/01 1300 1150 101 Turbine/Generator Full Power
10/27/01 1400 1150 101 Turbine/Generator Full Power
10/27/01 1500 1150 101 Turbine/Generator Full Power
10/27/01 1600 1150 101 Turbine/Generator Full Power
10/27/01 1700 1150 101 Turbine/Generator Full Power
10/27/01 1800 1150 101 Turbine/Generator Full Power
10/27/01 1900 1149 99.9 Turbine/Generator Full Power
10/27/01 2000 1149 99.9 Turbine/Generator Full Power
10/27/01 2100 1149 100 Turbine/Generator Full Power
10/27/01 2200 1150 100 Turbine/Generator Full Power
10/27/01 2300 1149 100 Turbine/Generator Full Power



10/27/01 2400 1149 100 Turbine/Generator Full Power
10/28/01 0100 1149 100 Turbine/Generator Full Power
10/28/01 0200 1149 100 Turbine/Generator Full Power
10/28/01 0300 1150 100 Turbine/Generator Full Power
10/28/01 0400 1151 99.9 Turbine/Generator Full Power
10/28/01 0500 1151 100 Turbine/Generator Full Power
10/28/01 0600 1151 100 Turbine/Generator Full Power
10/28/01 0700 1150 100.9 Turbine/Generator Full Power
10/28/01 0800 1150 101 Turbine/Generator Full Power
10/28/01 0900 1150 101 Turbine/Generator Full Power
10/28/01 1000 1150 101 Turbine/Generator Full Power
10/28/01 1100 1150 101 Turbine/Generator Full Power
10/28/01 1200 1151 101 Turbine/Generator Full Power
10/28/01 1300 1151 101 Turbine/Generator Full Power
10/28/01 1400 1151 101 Turbine/Generator Full Power
10/28/01 1500 1151 101 Turbine/Generator Full Power
10/28/01 1600 1151 101 Turbine/Generator Full Power
10/28/01 1700 1151 100 Turbine/Generator Full Power
10/28/01 1800 1150 100 Turbine/Generator Full Power
10/28/01 1900 1149 99.9 Turbine/Generator Full Power
10/28/01 2000 1150 100 Turbine/Generator Full Power
10/28/01 2100 1150 100 Turbine/Generator Full Power
10/28/01 2200 1150 100 Turbine/Generator Full Power
10/28/01 2300 1150 100 Turbine/Generator Full Power
10/28/01 2400 1149 100 Turbine/Generator Full Power
10/29/01 0100 1150 100 Turbine/Generator Full Power
10/29/01 0200 1149 99.9 Turbine/Generator Full Power
10/29/01 0300 1149 100 Turbine/Generator Full Power
10/29/01 0400 1149 100 Turbine/Generator Full Power
10/29/01 0500 1149 99.9 Turbine/Generator Full Power
10/29/01 0600 1151 100 Turbine/Generator Full Power
10/29/01 0700 1152 100 Turbine/Generator Full Power
10/29/01 0800 1152 99.8 Turbine/Generator Full Power
10/29/01 0900 1151 99.9 Turbine/Generator Full Power
10/29/01 1000 1151 100 Turbine/Generator Full Power
10/29/01 1100 1150 100 Turbine/Generator Full Power
10/29/01 1200 1149 100 Turbine/Generator Full Power
10/29/01 1300 1150 99.9 Turbine/Generator Full Power
10/29/01 1400 1150 100 Turbine/Generator Full Power
10/29/01 1500 1150 100 Turbine/Generator Full Power
10/29/01 1600 1149 100 Turbine/Generator Full Power
10/29/01 1700 1149 100 Turbine/Generator Full Power
10/29/01 1800 1150 100 Turbine/Generator Full Power
10/29/01 1900 1150 100 Turbine/Generator Full Power
10/29/01 2000 1150 100 Turbine/Generator Full Power
10/29/01 2100 1150 100 Turbine/Generator Full Power
10/29/01 2200 1150 100 Turbine/Generator Full Power
10/29/01 2300 1150 100 Turbine/Generator Full Power
10/29/01 2400 1150 100 Turbine/Generator Full Power
10/30/01 0100 1149 100 Turbine/Generator Full Power
10/30/01 0200 1149 100 Turbine/Generator Full Power
10/30/01 0300 1149 100 Turbine/Generator Full Power
10/30/01 0400 1150 100 Turbine/Generator Full Power



10/30/01 0500 1150 100 Turbine/Generator Full Power
10/30/01 0600 1150 100 Turbine/Generator Full Power
10/30/01 0700 1150 100 Turbine/Generator Full Power
10/30/01 0800 1150 100 Turbine/Generator Full Power
10/30/01 0900 1150 100 Turbine/Generator Full Power
10/30/01 1000 1150 100 Turbine/Generator Full Power
10/30/01 1100 1150 100 Turbine/Generator Full Power
10/30/01 1200 1150 100 Turbine/Generator Full Power
10/30/01 1300 1148 100 Turbine/Generator Full Power
10/30/01 1400 1149 99.9 Turbine/Generator Full Power
10/30/01 1500 1148 99.9 Turbine/Generator Full Power
10/30/01 1600 1148 100 Turbine/Generator Full Power
10/30/01 1700 1148 99.9 Turbine/Generator Full Power
10/30/01 1800 1148 99.9 Turbine/Generator Full Power
10/30/01 1900 1149 100 Turbine/Generator Full Power
10/30/01 2000 1150 100 Turbine/Generator Full Power
10/30/01 2100 1149 99.9 Turbine/Generator Full Power
10/30/01 2200 1148 100 Turbine/Generator Full Power
10/30/01 2300 1147 100 Turbine/Generator Full Power
10/30/01 2400 1148 100 Turbine/Generator Full Power
10/31/01 0100 1148 99.9 Turbine/Generator Full Power
10/31/01 0200 1147 99.9 Turbine/Generator Full Power
10/31/01 0300 1148 100 Turbine/Generator Full Power
10/31/01 0400 1147 99.9 Turbine/Generator Full Power
10/31/01 0500 1148 100 Turbine/Generator Full Power
10/31/01 0600 1148 99.9 Turbine/Generator Full Power
10/31/01 0700 1148 99.9 Turbine/Generator Full Power
10/31/01 0800 1148 99.9 Turbine/Generator Full Power
10/31/01 0900 1148 100 Turbine/Generator Full Power
10/31/01 1000 1148 100 Turbine/Generator Full Power
10/31/01 1100 1147 100 Turbine/Generator Full Power
10/31/01 1200 1148 100 Turbine/Generator Full Power
10/31/01 1300 1148 100 Turbine/Generator Full Power
10/31/01 1400 1147 99.9 Turbine/Generator Full Power
10/31/01 1500 1147 99.9 Turbine/Generator Full Power
10/31/01 1600 1147 100 Turbine/Generator Full Power
10/31/01 1700 1148 100 Turbine/Generator Full Power
10/31/01 1800 1148 100 Turbine/Generator Full Power
10/31/01 1900 1148 100 Turbine/Generator Full Power
10/31/01 2000 1148 99.9 Turbine/Generator Full Power
10/31/01 2100 1149 100 Turbine/Generator Full Power
10/31/01 2200 1149 100 Turbine/Generator Full Power
10/31/01 2300 1150 99.9 Turbine/Generator Full Power
10/31/01 2400 1150 100 Turbine/Generator Full Power
11/01/01 0100 1149 100 Turbine/Generator Full Power
11/01/01 0200 1149 99.9 Turbine/Generator Full Power
11/01/01 0300 1149 100 Turbine/Generator Full Power
11/01/01 0400 1149 100 Turbine/Generator Full Power
11/01/01 0500 1149 100 Turbine/Generator Full Power
11/01/01 0600 1149 100 Turbine/Generator Full Power
11/01/01 0700 1149 100 Turbine/Generator Full Power
11/01/01 0800 1149 100 Turbine/Generator Full Power
11/01/01 0900 1149 100 Turbine/Generator Full Power



11/01/01 1000 1149 100 Turbine/Generator Full Power
11/01/01 1100 1148 100 Turbine/Generator Full Power
11/01/01 1200 1147 100 Turbine/Generator Full Power
11/01/01 1300 1146 100 Turbine/Generator Full Power
11/01/01 1400 1146 100 Turbine/Generator Full Power
11/01/01 1500 1146 100 Turbine/Generator Full Power
11/01/01 1600 1146 100 Turbine/Generator Full Power
11/01/01 1700 1147 100 Turbine/Generator Full Power
11/01/01 1800 1147 100 Turbine/Generator Full Power
11/01/01 1900 1148 100 Turbine/Generator Full Power
11/01/01 2000 1148 99.9 Turbine/Generator Full Power
11/01/01 2100 1148 100 Turbine/Generator Full Power
11/01/01 2200 1148 100 Turbine/Generator Full Power
11/01/01 2300 1147 99.9 Turbine/Generator Full Power
11/01/01 2400 1148 99.9 Turbine/Generator Full Power
11/02/01 0100 1148 100 Turbine/Generator Full Power
11/02/01 0200 1147 99.9 Turbine/Generator Full Power
11/02/01 0300 1148 100 Turbine/Generator Full Power
11/02/01 0400 1147 100 Turbine/Generator Full Power
11/02/01 0500 1147 100 Turbine/Generator Full Power
11/02/01 0600 1147 100 Turbine/Generator Full Power
11/02/01 0700 1147 100 Turbine/Generator Full Power
11/02/01 0800 1147 99.9 Turbine/Generator Full Power
11/02/01 0900 1147 100 Turbine/Generator Full Power
11/02/01 1000 1147 100 Turbine/Generator Full Power
11/02/01 1100 1147 100 Turbine/Generator Full Power
11/02/01 1200 1146 100 Turbine/Generator Full Power
11/02/01 1300 1146 100 Turbine/Generator Full Power
11/02/01 1400 1145 100 Turbine/Generator Full Power
11/02/01 1500 1145 100 Turbine/Generator Full Power
11/02/01 1600 1145 100.1 Turbine/Generator Full Power
11/02/01 1700 1145 99.9 Turbine/Generator Full Power
11/02/01 1800 1147 100 Turbine/Generator Full Power
11/02/01 1900 1147 99.9 Turbine/Generator Full Power
11/02/01 2000 1147 100 Turbine/Generator Full Power
11/02/01 2100 1147 100 Turbine/Generator Full Power
11/02/01 2200 1147 100 Turbine/Generator Full Power
11/02/01 2300 1146 99.9 Turbine/Generator Full Power
11/02/01 2400 1147 100 Turbine/Generator Full Power
11/03/01 0100 1146 100 Turbine/Generator Full Power
11/03/01 0200 1146 99.9 Turbine/Generator Full Power
11/03/01 0300 1146 100 Turbine/Generator Full Power
11/03/01 0400 1147 100 Turbine/Generator Full Power
11/03/01 0500 1147 100 Turbine/Generator Full Power
11/03/01 0600 1147 100 Turbine/Generator Full Power
11/03/01 0700 1148 100 Turbine/Generator Full Power
11/03/01 0800 1148 100 Turbine/Generator Full Power
11/03/01 0900 1148 100 Turbine/Generator Full Power
11/03/01 1000 1147 100 Turbine/Generator Full Power
11/03/01 1100 1148 100 Turbine/Generator Full Power
11/03/01 1200 1148 99.9 Turbine/Generator Full Power
11/03/01 1300 1146 100 Turbine/Generator Full Power
11/03/01 1400 1146 99.9 Turbine/Generator Full Power



11/03/01 1500 1146 99.9 Turbine/Generator Full Power
11/03/01 1600 1147 100 Turbine/Generator Full Power
11/03/01 1700 1147 100 Turbine/Generator Full Power
11/03/01 1800 1147 100 Turbine/Generator Full Power
11/03/01 1900 1147 100 Turbine/Generator Full Power
11/03/01 2000 1148 100 Turbine/Generator Full Power
11/03/01 2100 1148 100 Turbine/Generator Full Power
11/03/01 2200 1147 100 Turbine/Generator Full Power
11/03/01 2300 1148 100 Turbine/Generator Full Power
11/03/01 2400 1148 100 Turbine/Generator Full Power
11/04/01 0100 1148 100 Turbine/Generator Full Power
11/04/01 0200 1148 100 Turbine/Generator Full Power
11/04/01 0300 1148 100 Turbine/Generator Full Power
11/04/01 0400 1148 100 Turbine/Generator Full Power
11/04/01 0500 1148 100 Turbine/Generator Full Power
11/04/01 0600 1147 100 Turbine/Generator Full Power
11/04/01 0700 1147 99.9 Turbine/Generator Full Power
11/04/01 0800 1148 99.9 Turbine/Generator Full Power
11/04/01 0900 1147 100 Turbine/Generator Full Power
11/04/01 1000 1147 100 Turbine/Generator Full Power
11/04/01 1100 1147 100 Turbine/Generator Full Power
11/04/01 1200 1147 100 Turbine/Generator Full Power
11/04/01 1300 1146 100 Turbine/Generator Full Power
11/04/01 1400 1146 100 Turbine/Generator Full Power
11/04/01 1500 1146 100 Turbine/Generator Full Power
11/04/01 1600 1147 100 Turbine/Generator Full Power
11/04/01 1700 1146 100 Turbine/Generator Full Power
11/04/01 1800 1146 100 Turbine/Generator Full Power
11/04/01 1900 1147 100 Turbine/Generator Full Power
11/04/01 2000 1148 100 Turbine/Generator Full Power
11/04/01 2100 1148 100 Turbine/Generator Full Power
11/04/01 2200 1148 100 Turbine/Generator Full Power
11/04/01 2300 1148 100 Turbine/Generator Full Power
11/04/01 2400 1149 100 Turbine/Generator Full Power
11/05/01 0100 1148 100 Turbine/Generator Full Power
11/05/01 0200 1147 99.9 Turbine/Generator Full Power
11/05/01 0300 1147 100 Turbine/Generator Full Power
11/05/01 0400 1148 100 Turbine/Generator Full Power
11/05/01 0500 1147 100 Turbine/Generator Full Power
11/05/01 0600 1147 100 Turbine/Generator Full Power
11/05/01 0700 1148 100 Turbine/Generator Full Power
11/05/01 0800 1147 99.9 Turbine/Generator Full Power
11/05/01 0900 1147 100 Turbine/Generator Full Power
11/05/01 1000 1147 100 Turbine/Generator Full Power
11/05/01 1100 1147 100 Turbine/Generator Full Power
11/05/01 1200 1148 99.9 Turbine/Generator Full Power
11/05/01 1300 1147 100 Turbine/Generator Full Power
11/05/01 1400 1147 99.9 Turbine/Generator Full Power
11/05/01 1500 1147 100 Turbine/Generator Full Power
11/05/01 1600 1147 100 Turbine/Generator Full Power
11/05/01 1700 1148 99.9 Turbine/Generator Full Power
11/05/01 1800 1149 100 Turbine/Generator Full Power
11/05/01 1900 1149 100 Turbine/Generator Full Power



11/05/01 2000 1149 100 Turbine/Generator Full Power
11/05/01 2100 1149 100 Turbine/Generator Full Power
11/05/01 2200 1150 100 Turbine/Generator Full Power
11/05/01 2300 1150 100 Turbine/Generator Full Power
11/05/01 2400 1149 100 Turbine/Generator Full Power
11/06/01 0100 1149 100 Turbine/Generator Full Power
11/06/01 0200 1150 100 Turbine/Generator Full Power
11/06/01 0300 1150 100 Turbine/Generator Full Power
11/06/01 0400 1149 100 Turbine/Generator Full Power
11/06/01 0500 1150 100 Turbine/Generator Full Power
11/06/01 0600 1149 100 Turbine/Generator Full Power
11/06/01 0700 1148 100 Turbine/Generator Full Power
11/06/01 0800 1148 100 Turbine/Generator Full Power
11/06/01 0900 1148 100 Turbine/Generator Full Power
11/06/01 1000 1148 100 Turbine/Generator Full Power
11/06/01 1100 1148 100 Turbine/Generator Full Power
11/06/01 1200 1148 100 Turbine/Generator Full Power
11/06/01 1300 1149 100 Turbine/Generator Full Power
11/06/01 1400 1148 100 Turbine/Generator Full Power
11/06/01 1500 1148 100 Turbine/Generator Full Power
11/06/01 1600 1147 100 Turbine/Generator Full Power
11/06/01 1700 1149 99.9 Turbine/Generator Full Power
11/06/01 1800 1147 99.9 Turbine/Generator Full Power
11/06/01 1900 1147 100 Turbine/Generator Full Power
11/06/01 2000 1148 100 Turbine/Generator Full Power
11/06/01 2100 1148 100 Turbine/Generator Full Power
11/06/01 2200 1148 100 Turbine/Generator Full Power
11/06/01 2300 1149 100 Turbine/Generator Full Power
11/06/01 2400 1148 99.9 Turbine/Generator Full Power
11/07/01 0100 1149 100 Turbine/Generator Full Power
11/07/01 0200 1149 100 Turbine/Generator Full Power
11/07/01 0300 1148 100 Turbine/Generator Full Power
11/07/01 0400 1148 100 Turbine/Generator Full Power
11/07/01 0500 1148 100 Turbine/Generator Full Power
11/07/01 0600 1147 100 Turbine/Generator Full Power
11/07/01 0700 1147 100 Turbine/Generator Full Power
11/07/01 0800 1147 100 Turbine/Generator Full Power
11/07/01 0900 1148 100 Turbine/Generator Full Power
11/07/01 1000 1147 100 Turbine/Generator Full Power
11/07/01 1100 1147 99.9 Turbine/Generator Full Power
11/07/01 1200 1147 100 Turbine/Generator Full Power
11/07/01 1300 1146 100 Turbine/Generator Full Power
11/07/01 1400 1144 99.9 Turbine/Generator Full Power
11/07/01 1500 1145 99.9 Turbine/Generator Full Power
11/07/01 1600 1145 100 Turbine/Generator Full Power
11/07/01 1700 1145 100 Turbine/Generator Full Power
11/07/01 1800 1145 100 Turbine/Generator Full Power
11/07/01 1900 1146 100 Turbine/Generator Full Power
11/07/01 2000 1146 100 Turbine/Generator Full Power
11/07/01 2100 1146 100 Turbine/Generator Full Power
11/07/01 2200 1146 99.9 Turbine/Generator Full Power
11/07/01 2300 1148 100 Turbine/Generator Full Power
11/07/01 2400 1150 100 Turbine/Generator Full Power



11/08/01 0100 1149 100 Turbine/Generator Full Power
11/08/01 0200 1146 100 Turbine/Generator Full Power
11/08/01 0300 1148 100 Turbine/Generator Full Power
11/08/01 0400 1147 100 Turbine/Generator Full Power
11/08/01 0500 1145 100 Turbine/Generator Full Power
11/08/01 0600 1145 100 Turbine/Generator Full Power
11/08/01 0700 1145 100 Turbine/Generator Full Power
11/08/01 0800 1145 99.9 Turbine/Generator Full Power
11/08/01 0900 1145 100 Turbine/Generator Full Power
11/08/01 1000 1145 99.9 Turbine/Generator Full Power
11/08/01 1100 1144 100 Turbine/Generator Full Power
11/08/01 1200 1144 99.9 Turbine/Generator Full Power
11/08/01 1300 1145 99.9 Turbine/Generator Full Power
11/08/01 1400 1144 99.9 Turbine/Generator Full Power
11/08/01 1500 1146 99.9 Turbine/Generator Full Power
11/08/01 1600 1144 99.9 Turbine/Generator Full Power
11/08/01 1700 1144 99.9 Turbine/Generator Full Power
11/08/01 1800 1143 100 Turbine/Generator Full Power
11/08/01 1900 1144 100 Turbine/Generator Full Power
11/08/01 2000 1146 100 Turbine/Generator Full Power
11/08/01 2100 1147 100 Turbine/Generator Full Power
11/08/01 2200 1147 100 Turbine/Generator Full Power
11/08/01 2300 1148 100 Turbine/Generator Full Power
11/08/01 2400 1146 100 Turbine/Generator Full Power
11/09/01 0100 1147 100 Turbine/Generator Full Power
11/09/01 0200 1147 100 Turbine/Generator Full Power
11/09/01 0300 1148 100 Turbine/Generator Full Power
11/09/01 0400 1147 100 Turbine/Generator Full Power
11/09/01 0500 1146 100 Turbine/Generator Full Power
11/09/01 0600 1146 100 Turbine/Generator Full Power
11/09/01 0700 1146 100 Turbine/Generator Full Power
11/09/01 0800 1145 100 Turbine/Generator Full Power
11/09/01 0900 1145 100 Turbine/Generator Full Power
11/09/01 1000 1144 100 Turbine/Generator Full Power
11/09/01 1100 1145 100 Turbine/Generator Full Power
11/09/01 1200 1147 100 Turbine/Generator Full Power
11/09/01 1300 1146 100 Turbine/Generator Full Power
11/09/01 1400 1145 100 Turbine/Generator Full Power
11/09/01 1500 1145 100 Turbine/Generator Full Power
11/09/01 1600 1145 100 Turbine/Generator Full Power
11/09/01 1700 1146 100 Turbine/Generator Full Power
11/09/01 1800 1146 100 Turbine/Generator Full Power
11/09/01 1900 1147 100 Turbine/Generator Full Power
11/09/01 2000 1147 100 20:00 started ramp-down for Forced Outage
11/09/01 2100 958 83.5 Ramp-down
11/09/01 2200 766 68.3 Ramp-down
11/09/01 2300 593 54.9 Ramp-down
11/09/01 2400 493 50.3 Ramp-down
11/10/01 0100 368 39.7 Ramp-down
11/10/01 0200 246 28.8 Ramp-down
11/10/01 0300 132 16.1 Ramp-down
11/10/01 0400 52 16.1 04:42 OFF-LINE for Forced Outage to repair cracks in Main
11/10/01 0500 0 15.6         Generator Neutral Lead Box and adjacent cracks in



11/10/01 0600 0 15.9         hydrogen piping welds.
11/10/01 0700 0 15.9 OFF-LINE
11/10/01 0800 0 16.2 OFF-LINE
11/10/01 0900 0 15.9 OFF-LINE
11/10/01 1000 0 14.9 OFF-LINE
11/10/01 1100 0 13.6 OFF-LINE
11/10/01 1200 0 14.1 OFF-LINE
11/10/01 1300 0 11.7 OFF-LINE
11/10/01 1400 0 12.3 OFF-LINE
11/10/01 1500 0 12.2 OFF-LINE
11/10/01 1600 0 12.2 OFF-LINE
11/10/01 1700 0 12.2 OFF-LINE
11/10/01 1800 0 12.1 OFF-LINE
11/10/01 1900 0 12.4 OFF-LINE
11/10/01 2000 0 12.3 OFF-LINE
11/10/01 2100 0 12.1 OFF-LINE
11/10/01 2200 0 12.1 OFF-LINE
11/10/01 2300 0 12.2 OFF-LINE
11/10/01 2400 0 12.2 OFF-LINE
11/11/01 0100 0 12.3 OFF-LINE
11/11/01 0200 0 12.1 OFF-LINE
11/11/01 0300 0 12.2 OFF-LINE
11/11/01 0400 0 12.1 OFF-LINE
11/11/01 0500 0 12.1 OFF-LINE
11/11/01 0600 0 12 OFF-LINE
11/11/01 0700 0 11.8 OFF-LINE
11/11/01 0800 0 11.8 OFF-LINE
11/11/01 0900 0 11.9 OFF-LINE
11/11/01 1000 0 11.7 OFF-LINE
11/11/01 1100 0 12.1 OFF-LINE
11/11/01 1200 0 12 OFF-LINE
11/11/01 1300 0 11.9 OFF-LINE
11/11/01 1400 0 12 OFF-LINE
11/11/01 1500 0 11.5 OFF-LINE
11/11/01 1600 0 12 OFF-LINE
11/11/01 1700 0 12.1 OFF-LINE
11/11/01 1800 0 12 OFF-LINE
11/11/01 1900 0 12 OFF-LINE
11/11/01 2000 0 12.1 OFF-LINE
11/11/01 2100 0 12.6 OFF-LINE
11/11/01 2200 0 15.1 OFF-LINE
11/11/01 2300 0 15.1 OFF-LINE
11/11/01 2400 0 15 OFF-LINE
11/12/01 0100 109 17.6 00:18 PARALLEL TO GRID
11/12/01 0200 230 28.1 Ramp-up to 50% HOLD
11/12/01 0300 227 27.8 Ramp-up to 50% HOLD
11/12/01 0400 266 31.9 Ramp-up to 50% HOLD
11/12/01 0500 451 49.1 05:11 HOLD at 50% power for CW Tunnel Cleaning
11/12/01 0600 466 50.6 HOLD @ 50 % power
11/12/01 0700 470 51.8 HOLD @ 50 % power
11/12/01 0800 472 52.1 HOLD @ 50 % power
11/12/01 0900 478 53.5 HOLD @ 50 % power
11/12/01 1000 488 53.3 HOLD @ 50 % power



11/12/01 1100 487 53.2 HOLD @ 50 % power
11/12/01 1200 500 52 HOLD @ 50 % power
11/12/01 1300 500 52 HOLD @ 50 % power
11/12/01 1400 506 53.1 HOLD @ 50 % power
11/12/01 1500 511 53.2 HOLD @ 50 % power
11/12/01 1600 506 53.4 HOLD @ 50 % power
11/12/01 1700 505 53.3 HOLD @ 50 % power
11/12/01 1800 505 53.4 HOLD @ 50 % power
11/12/01 1900 506 53.4 HOLD @ 50 % power
11/12/01 2000 505 53.5 HOLD @ 50 % power
11/12/01 2100 503 53.3 HOLD @ 50 % power
11/12/01 2200 529 53.5 HOLD @ 50 % power
11/12/01 2300 523 52.9 HOLD @ 50 % power
11/12/01 2400 522 52.6 HOLD @ 50 % power
11/13/01 0100 522 52.6 HOLD @ 50 % power
11/13/01 0200 521 52.6 HOLD @ 50 % power
11/13/01 0300 520 52.7 HOLD @ 50 % power
11/13/01 0400 521 52.6 HOLD @ 50 % power
11/13/01 0500 521 52.6 HOLD @ 50 % power
11/13/01 0600 521 52.6 HOLD @ 50 % power
11/13/01 0700 522 52.6 HOLD @ 50 % power
11/13/01 0800 520 52.6 HOLD @ 50 % power
11/13/01 0900 519 52.7 HOLD @ 50 % power
11/13/01 1000 521 52.6 HOLD @ 50 % power
11/13/01 1100 520 52.7 HOLD @ 50 % power
11/13/01 1200 521 52.7 HOLD @ 50 % power
11/13/01 1300 520 52.6 HOLD @ 50 % power
11/13/01 1400 519 52.5 HOLD @ 50 % power
11/13/01 1500 521 52.8 HOLD @ 50 % power
11/13/01 1600 553 52.8 16:13 Started Ramp-up from 50% to full-power
11/13/01 1700 672 60.2 Ramp-up to full-power
11/13/01 1800 808 71.8 Ramp-up to full-power
11/13/01 1900 922 80.2 Ramp-up to full-power
11/13/01 2000 1058 90.8 Ramp-up to full-power
11/13/01 2100 1092 95.5 Ramp-up to full-power
11/13/01 2200 1092 95.5 Ramp-up to full-power
11/13/01 2300 1088 94.9 Ramp-up to full-power
11/13/01 2400 1092 95.2 Ramp-up to full-power
11/14/01 0100 1131 99.6 Ramp-up to full-power
11/14/01 0200 1135 99.6 Ramp-up to full-power
11/14/01 0300 1136 99.5 Ramp-up to full-power
11/14/01 0400 1144 100 RX at 100%
11/14/01 0500 1144 100 Continued TG Ramp-up to full-power
11/14/01 0600 1145 100 Continued TG Ramp-up to full-power
11/14/01 0700 1144 99.9 Continued TG Ramp-up to full-power
11/14/01 0800 1144 99.8 Continued TG Ramp-up to full-power
11/14/01 0900 1144 99.7 Continued TG Ramp-up to full-power
11/14/01 1000 1144 99.8 Continued TG Ramp-up to full-power
11/14/01 1100 1144 100 Continued TG Ramp-up to full-power
11/14/01 1200 1143 99.8 Continued TG Ramp-up to full-power
11/14/01 1300 1145 100.1 Continued TG Ramp-up to full-power
11/14/01 1400 1145 100.1 Continued TG Ramp-up to full-power
11/14/01 1500 1146 100 Continued TG Ramp-up to full-power



11/14/01 1600 1140 99.7 Continued TG Ramp-up to full-power
11/14/01 1700 1143 99.9 Continued TG Ramp-up to full-power
11/14/01 1800 1145 100 Continued TG Ramp-up to full-power
11/14/01 1900 1145 99.9 Continued TG Ramp-up to full-power
11/14/01 2000 1145 100 Continued TG Ramp-up to full-power
11/14/01 2100 1144 99.9 Continued TG Ramp-up to full-power
11/14/01 2200 1145 100 Continued TG Ramp-up to full-power
11/14/01 2300 1145 100 Continued TG Ramp-up to full-power
11/14/01 2400 1144 99.9 Continued TG Ramp-up to full-power
11/15/01 0100 1155 99.9 TG at 100% full-power on the Grid
11/15/01 0200 1154 99.9 Turbine/Generator Full Power
11/15/01 0300 1154 99.9 Turbine/Generator Full Power
11/15/01 0400 1154 99.9 Turbine/Generator Full Power
11/15/01 0500 1153 99.9 Turbine/Generator Full Power
11/15/01 0600 1154 99.9 Turbine/Generator Full Power
11/15/01 0700 1154 100 Turbine/Generator Full Power
11/15/01 0800 1154 100 Turbine/Generator Full Power
11/15/01 0900 1155 100 Turbine/Generator Full Power
11/15/01 1000 1155 100 Turbine/Generator Full Power
11/15/01 1100 1154 100 Turbine/Generator Full Power
11/15/01 1200 1154 100 Turbine/Generator Full Power
11/15/01 1300 1154 100 Turbine/Generator Full Power
11/15/01 1400 1154 99.9 Turbine/Generator Full Power
11/15/01 1500 1154 100 Turbine/Generator Full Power
11/15/01 1600 1154 100 Turbine/Generator Full Power
11/15/01 1700 1154 100 Turbine/Generator Full Power
11/15/01 1800 1154 100 Turbine/Generator Full Power
11/15/01 1900 1154 100 Turbine/Generator Full Power
11/15/01 2000 1154 100 Turbine/Generator Full Power
11/15/01 2100 1154 100 Turbine/Generator Full Power
11/15/01 2200 1155 100 Turbine/Generator Full Power
11/15/01 2300 1155 99.9 Turbine/Generator Full Power
11/15/01 2400 1154 100 Turbine/Generator Full Power
11/16/01 0100 1154 99.9 Turbine/Generator Full Power
11/16/01 0200 1154 100 Turbine/Generator Full Power
11/16/01 0300 1155 99.9 Turbine/Generator Full Power
11/16/01 0400 1152 99.9 Turbine/Generator Full Power
11/16/01 0500 1155 99.9 Turbine/Generator Full Power
11/16/01 0600 1154 99.9 Turbine/Generator Full Power
11/16/01 0700 1154 99.9 Turbine/Generator Full Power
11/16/01 0800 1155 100 Turbine/Generator Full Power
11/16/01 0900 1155 100 Turbine/Generator Full Power
11/16/01 1000 1154 100 Turbine/Generator Full Power
11/16/01 1100 1154 100 Turbine/Generator Full Power
11/16/01 1200 1154 100 Turbine/Generator Full Power
11/16/01 1300 1154 100 Turbine/Generator Full Power
11/16/01 1400 1154 100 Turbine/Generator Full Power
11/16/01 1500 1155 100 Turbine/Generator Full Power
11/16/01 1600 1156 100 Turbine/Generator Full Power
11/16/01 1700 1155 100 Turbine/Generator Full Power
11/16/01 1800 1157 100 Turbine/Generator Full Power
11/16/01 1900 1157 100 Turbine/Generator Full Power
11/16/01 2000 1156 100 Turbine/Generator Full Power



11/16/01 2100 1157 100 Turbine/Generator Full Power
11/16/01 2200 1156 100 Turbine/Generator Full Power
11/16/01 2300 1156 100 Turbine/Generator Full Power
11/16/01 2400 1156 100 Turbine/Generator Full Power
11/17/01 0100 1155 100 Turbine/Generator Full Power
11/17/01 0200 1155 100 Turbine/Generator Full Power
11/17/01 0300 1156 100 Turbine/Generator Full Power
11/17/01 0400 1155 100 Turbine/Generator Full Power
11/17/01 0500 1155 100 Turbine/Generator Full Power
11/17/01 0600 1155 100 Turbine/Generator Full Power
11/17/01 0700 1155 100 Turbine/Generator Full Power
11/17/01 0800 1156 100 Turbine/Generator Full Power
11/17/01 0900 1156 100 Turbine/Generator Full Power
11/17/01 1000 1156 100 Turbine/Generator Full Power
11/17/01 1100 1156 100 Turbine/Generator Full Power
11/17/01 1200 1156 100 Turbine/Generator Full Power
11/17/01 1300 1155 100 Turbine/Generator Full Power
11/17/01 1400 1156 100 Turbine/Generator Full Power
11/17/01 1500 1156 100 Turbine/Generator Full Power
11/17/01 1600 1156 100 Turbine/Generator Full Power
11/17/01 1700 1156 100 Turbine/Generator Full Power
11/17/01 1800 1156 100 Turbine/Generator Full Power
11/17/01 1900 1156 100 Turbine/Generator Full Power
11/17/01 2000 1156 100 Turbine/Generator Full Power
11/17/01 2100 1156 100 Turbine/Generator Full Power
11/17/01 2200 1156 100 Turbine/Generator Full Power
11/17/01 2300 1155 100 Turbine/Generator Full Power
11/17/01 2400 1155 100 Turbine/Generator Full Power
11/18/01 0100 1156 100 Turbine/Generator Full Power
11/18/01 0200 1156 100 Turbine/Generator Full Power
11/18/01 0300 1155 100 Turbine/Generator Full Power
11/18/01 0400 1155 100 Turbine/Generator Full Power
11/18/01 0500 1155 100 Turbine/Generator Full Power
11/18/01 0600 1155 100 Turbine/Generator Full Power
11/18/01 0700 1155 100 Turbine/Generator Full Power
11/18/01 0800 1155 100 Turbine/Generator Full Power
11/18/01 0900 1154 100 Turbine/Generator Full Power
11/18/01 1000 1155 100 Turbine/Generator Full Power
11/18/01 1100 1155 100 Turbine/Generator Full Power
11/18/01 1200 1155 100 Turbine/Generator Full Power
11/18/01 1300 1155 100 Turbine/Generator Full Power
11/18/01 1400 1154 100 Turbine/Generator Full Power
11/18/01 1500 1155 100 Turbine/Generator Full Power
11/18/01 1600 1155 100 Turbine/Generator Full Power
11/18/01 1700 1154 100 Turbine/Generator Full Power
11/18/01 1800 1155 100 Turbine/Generator Full Power
11/18/01 1900 1155 100 Turbine/Generator Full Power
11/18/01 2000 1155 100 Turbine/Generator Full Power
11/18/01 2100 1155 100 Turbine/Generator Full Power
11/18/01 2200 1155 100 Turbine/Generator Full Power
11/18/01 2300 1156 100 Turbine/Generator Full Power
11/18/01 2400 1156 100 Turbine/Generator Full Power
11/19/01 0100 1156 100 Turbine/Generator Full Power



11/19/01 0200 1156 99.9 Turbine/Generator Full Power
11/19/01 0300 1156 100 Turbine/Generator Full Power
11/19/01 0400 1156 100 Turbine/Generator Full Power
11/19/01 0500 1155 100 Turbine/Generator Full Power
11/19/01 0600 1155 100 Turbine/Generator Full Power
11/19/01 0700 1156 99.9 Turbine/Generator Full Power
11/19/01 0800 1156 100 Turbine/Generator Full Power
11/19/01 0900 1156 100 Turbine/Generator Full Power
11/19/01 1000 1154 99.9 Turbine/Generator Full Power
11/19/01 1100 1155 100 Turbine/Generator Full Power
11/19/01 1200 1154 99.9 Turbine/Generator Full Power
11/19/01 1300 1154 100 Turbine/Generator Full Power
11/19/01 1400 1155 99.9 Turbine/Generator Full Power
11/19/01 1500 1154 100 Turbine/Generator Full Power
11/19/01 1600 1155 100 Turbine/Generator Full Power
11/19/01 1700 1155 100 Turbine/Generator Full Power
11/19/01 1800 1155 100 Turbine/Generator Full Power
11/19/01 1900 1156 99.9 Turbine/Generator Full Power
11/19/01 2000 1157 99.9 Turbine/Generator Full Power
11/19/01 2100 1157 100 Turbine/Generator Full Power
11/19/01 2200 1156 100 Turbine/Generator Full Power
11/19/01 2300 1156 100 Turbine/Generator Full Power
11/19/01 2400 1156 100 Turbine/Generator Full Power
11/20/01 0100 1156 100 Turbine/Generator Full Power
11/20/01 0200 1156 100 Turbine/Generator Full Power
11/20/01 0300 1156 100 Turbine/Generator Full Power
11/20/01 0400 1156 100 Turbine/Generator Full Power
11/20/01 0500 1156 99.9 Turbine/Generator Full Power
11/20/01 0600 1156 100 Turbine/Generator Full Power
11/20/01 0700 1156 100 Turbine/Generator Full Power
11/20/01 0800 1156 100 Turbine/Generator Full Power
11/20/01 0900 1156 100 Turbine/Generator Full Power
11/20/01 1000 1156 100 Turbine/Generator Full Power
11/20/01 1100 1156 100 Turbine/Generator Full Power
11/20/01 1200 1156 100 Turbine/Generator Full Power
11/20/01 1300 1156 100 Turbine/Generator Full Power
11/20/01 1400 1155 100 Turbine/Generator Full Power
11/20/01 1500 1156 100 Turbine/Generator Full Power
11/20/01 1600 1156 99.9 Turbine/Generator Full Power
11/20/01 1700 1156 100 Turbine/Generator Full Power
11/20/01 1800 1155 99.8 Turbine/Generator Full Power
11/20/01 1900 1156 99.9 Turbine/Generator Full Power
11/20/01 2000 1157 99.9 Turbine/Generator Full Power
11/20/01 2100 1155 99.9 Turbine/Generator Full Power
11/20/01 2200 1156 99.9 Turbine/Generator Full Power
11/20/01 2300 1155 100 Turbine/Generator Full Power
11/20/01 2400 1156 100 Turbine/Generator Full Power
11/21/01 0100 1157 100 Turbine/Generator Full Power
11/21/01 0200 1156 100 Turbine/Generator Full Power
11/21/01 0300 1156 100 Turbine/Generator Full Power
11/21/01 0400 1156 100 Turbine/Generator Full Power
11/21/01 0500 1156 100 Turbine/Generator Full Power
11/21/01 0600 1157 100 Turbine/Generator Full Power



11/21/01 0700 1156 99.9 Turbine/Generator Full Power
11/21/01 0800 1155 99.9 08:01 start precautionary ramp-down for high seas
11/21/01 0900 996 86.4 ramp-down
11/21/01 1000 841 74.5 ramp-down
11/21/01 1100 691 62.9 ramp-down
11/21/01 1200 543 51.8 ramp-down
11/21/01 1300 391 40.9 ramp-down
11/21/01 1400 193 25 14:21 reached 20% RX power
11/21/01 1500 142 20.1 hold at 20%
11/21/01 1600 142 20.3 hold at 20%
11/21/01 1700 141 19.8 hold at 20%
11/21/01 1800 142 20.3 hold at 20%
11/21/01 1900 142 20.2 hold at 20%
11/21/01 2000 141 20.1 hold at 20%
11/21/01 2100 142 20.3 hold at 20%
11/21/01 2200 141 20.3 hold at 20%
11/21/01 2300 142 20.3 hold at 20%
11/21/01 2400 142 20.2 hold at 20%
11/22/01 0100 142 20.4 hold at 20%
11/22/01 0200 141 19.7 02:00 started ramp-up from 20% to 50%
11/22/01 0300 263 29.1 ramp-up to 50%
11/22/01 0400 432 43.4 04:56 reached 50% hold
11/22/01 0500 500 47.8 hold at 50%
11/22/01 0600 504 48.1 hold at 50%
11/22/01 0700 505 48.2 hold at 50%
11/22/01 0800 505 48.3 hold at 50%
11/22/01 0900 506 48.4 09:26 started ramp-up from 50% to 100%
11/22/01 1000 587 54.4 ramp-up to full-power
11/22/01 1100 762 67.6 ramp-up to full-power
11/22/01 1200 920 79.8 ramp-up to full-power
11/22/01 1300 1070 91.4 ramp-up to full-power
11/22/01 1400 1109 95.9 ramp-up to full-power
11/22/01 1500 1107 95.8 ramp-up to full-power
11/22/01 1600 1114 96.7 ramp-up to full-power
11/22/01 1700 1134 98.4 17:23 RX & T/G at full-power
11/22/01 1800 1155 100 Turbine/Generator Full Power
11/22/01 1900 1154 99.8 Turbine/Generator Full Power
11/22/01 2000 1152 99.9 Turbine/Generator Full Power
11/22/01 2100 1153 100 Turbine/Generator Full Power
11/22/01 2200 1154 99.9 Turbine/Generator Full Power
11/22/01 2300 1152 100 Turbine/Generator Full Power
11/22/01 2400 1149 99.5 Turbine/Generator Full Power
11/23/01 0100 1153 99.8 Turbine/Generator Full Power
11/23/01 0200 1153 99.7 Turbine/Generator Full Power
11/23/01 0300 1153 99.8 Turbine/Generator Full Power
11/23/01 0400 1155 99.9 Turbine/Generator Full Power
11/23/01 0500 1153 99.8 Turbine/Generator Full Power
11/23/01 0600 1155 100 Turbine/Generator Full Power
11/23/01 0700 1155 100 Turbine/Generator Full Power
11/23/01 0800 1155 99.9 Turbine/Generator Full Power
11/23/01 0900 1156 100 Turbine/Generator Full Power
11/23/01 1000 1156 100 Turbine/Generator Full Power
11/23/01 1100 1156 100 Turbine/Generator Full Power



11/23/01 1200 1156 100 Turbine/Generator Full Power
11/23/01 1300 1155 100 Turbine/Generator Full Power
11/23/01 1400 1155 100 Turbine/Generator Full Power
11/23/01 1500 1155 100 Turbine/Generator Full Power
11/23/01 1600 1155 100 Turbine/Generator Full Power
11/23/01 1700 1156 100 Turbine/Generator Full Power
11/23/01 1800 1156 100 Turbine/Generator Full Power
11/23/01 1900 1156 100 Turbine/Generator Full Power
11/23/01 2000 1156 100 Turbine/Generator Full Power
11/23/01 2100 1157 100 Turbine/Generator Full Power
11/23/01 2200 1157 100 Turbine/Generator Full Power
11/23/01 2300 1156 100 Turbine/Generator Full Power
11/23/01 2400 1156 100 Turbine/Generator Full Power
11/24/01 0100 1157 100 Turbine/Generator Full Power
11/24/01 0200 1156 100 Turbine/Generator Full Power
11/24/01 0300 1156 100 Turbine/Generator Full Power
11/24/01 0400 1156 99.9 Turbine/Generator Full Power
11/24/01 0500 1156 100 Turbine/Generator Full Power
11/24/01 0600 1156 99.9 Turbine/Generator Full Power
11/24/01 0700 1156 99.9 Turbine/Generator Full Power
11/24/01 0800 1156 100 Turbine/Generator Full Power
11/24/01 0900 1156 100 Turbine/Generator Full Power
11/24/01 1000 1157 100 Turbine/Generator Full Power
11/24/01 1100 1156 100 Turbine/Generator Full Power
11/24/01 1200 1156 100 Turbine/Generator Full Power
11/24/01 1300 1156 99.9 Turbine/Generator Full Power
11/24/01 1400 1156 99.9 Turbine/Generator Full Power
11/24/01 1500 1156 100 Turbine/Generator Full Power
11/24/01 1600 1156 100 Turbine/Generator Full Power
11/24/01 1700 1156 100 Turbine/Generator Full Power
11/24/01 1800 1156 100 Turbine/Generator Full Power
11/24/01 1900 1156 100 Turbine/Generator Full Power
11/24/01 2000 1155 100 Turbine/Generator Full Power
11/24/01 2100 1157 100 Turbine/Generator Full Power
11/24/01 2200 1157 100 Turbine/Generator Full Power
11/24/01 2300 1157 100 Turbine/Generator Full Power
11/24/01 2400 1158 100 Turbine/Generator Full Power
11/25/01 0100 1157 100 Turbine/Generator Full Power
11/25/01 0200 1157 100 Turbine/Generator Full Power
11/25/01 0300 1158 100 Turbine/Generator Full Power
11/25/01 0400 1156 100 Turbine/Generator Full Power
11/25/01 0500 1156 100 Turbine/Generator Full Power
11/25/01 0600 1157 100 Turbine/Generator Full Power
11/25/01 0700 1156 100 Turbine/Generator Full Power
11/25/01 0800 1156 99.9 Turbine/Generator Full Power
11/25/01 0900 1156 100 Turbine/Generator Full Power
11/25/01 1000 1156 100 Turbine/Generator Full Power
11/25/01 1100 1156 100 Turbine/Generator Full Power
11/25/01 1200 1156 99.9 Turbine/Generator Full Power
11/25/01 1300 1156 100 Turbine/Generator Full Power
11/25/01 1400 1156 100 Turbine/Generator Full Power
11/25/01 1500 1156 100 Turbine/Generator Full Power
11/25/01 1600 1156 100 Turbine/Generator Full Power



11/25/01 1700 1156 100 Turbine/Generator Full Power
11/25/01 1800 1156 99.9 Turbine/Generator Full Power
11/25/01 1900 1156 99.9 Turbine/Generator Full Power
11/25/01 2000 1157 99.9 Turbine/Generator Full Power
11/25/01 2100 1156 100 Turbine/Generator Full Power
11/25/01 2200 1156 100 Turbine/Generator Full Power
11/25/01 2300 1156 100 Turbine/Generator Full Power
11/25/01 2400 1157 100 Turbine/Generator Full Power
11/26/01 0100 1157 100 Turbine/Generator Full Power
11/26/01 0200 1155 99.9 Turbine/Generator Full Power
11/26/01 0300 1155 100 Turbine/Generator Full Power
11/26/01 0400 1156 100 Turbine/Generator Full Power
11/26/01 0500 1157 100 Turbine/Generator Full Power
11/26/01 0600 1156 100 Turbine/Generator Full Power
11/26/01 0700 1158 100 Turbine/Generator Full Power
11/26/01 0800 1156 100 Turbine/Generator Full Power
11/26/01 0900 1156 100 Turbine/Generator Full Power
11/26/01 1000 1157 100 Turbine/Generator Full Power
11/26/01 1100 1155 100 Turbine/Generator Full Power
11/26/01 1200 1156 100 Turbine/Generator Full Power
11/26/01 1300 1155 100 Turbine/Generator Full Power
11/26/01 1400 1156 99.9 Turbine/Generator Full Power
11/26/01 1500 1156 99.9 Turbine/Generator Full Power
11/26/01 1600 1156 100 Turbine/Generator Full Power
11/26/01 1700 1155 99.9 Turbine/Generator Full Power
11/26/01 1800 1155 100 Turbine/Generator Full Power
11/26/01 1900 1155 100 Turbine/Generator Full Power
11/26/01 2000 1155 100 Turbine/Generator Full Power
11/26/01 2100 1155 100 Turbine/Generator Full Power
11/26/01 2200 1156 100 Turbine/Generator Full Power
11/26/01 2300 1156 100 Turbine/Generator Full Power
11/26/01 2400 1156 100 Turbine/Generator Full Power
11/27/01 0100 1155 99.9 Turbine/Generator Full Power
11/27/01 0200 1155 100 Turbine/Generator Full Power
11/27/01 0300 1155 99.9 Turbine/Generator Full Power
11/27/01 0400 1155 100 Turbine/Generator Full Power
11/27/01 0500 1156 99.9 Turbine/Generator Full Power
11/27/01 0600 1156 100 Turbine/Generator Full Power
11/27/01 0700 1156 99.9 Turbine/Generator Full Power
11/27/01 0800 1155 100 Turbine/Generator Full Power
11/27/01 0900 1155 100 Turbine/Generator Full Power
11/27/01 1000 1156 100 Turbine/Generator Full Power
11/27/01 1100 1154 99.9 Turbine/Generator Full Power
11/27/01 1200 1156 100 Turbine/Generator Full Power
11/27/01 1300 1155 99.9 Turbine/Generator Full Power
11/27/01 1400 1156 100 Turbine/Generator Full Power
11/27/01 1500 1157 100 Turbine/Generator Full Power
11/27/01 1600 1156 100 Turbine/Generator Full Power
11/27/01 1700 1156 100 Turbine/Generator Full Power
11/27/01 1800 1155 100 Turbine/Generator Full Power
11/27/01 1900 1156 100 Turbine/Generator Full Power
11/27/01 2000 1156 99.9 Turbine/Generator Full Power
11/27/01 2100 1156 99.9 Turbine/Generator Full Power



11/27/01 2200 1156 99.9 Turbine/Generator Full Power
11/27/01 2300 1156 100 Turbine/Generator Full Power
11/27/01 2400 1156 99.9 Turbine/Generator Full Power
11/28/01 0100 1156 100 Turbine/Generator Full Power
11/28/01 0200 1156 100 Turbine/Generator Full Power
11/28/01 0300 1155 99.9 Turbine/Generator Full Power
11/28/01 0400 1156 100 Turbine/Generator Full Power
11/28/01 0500 1156 99.9 Turbine/Generator Full Power
11/28/01 0600 1156 100 Turbine/Generator Full Power
11/28/01 0700 1156 100 Turbine/Generator Full Power
11/28/01 0800 1156 100 Turbine/Generator Full Power
11/28/01 0900 1155 100 Turbine/Generator Full Power
11/28/01 1000 1155 100 Turbine/Generator Full Power
11/28/01 1100 1157 100 Turbine/Generator Full Power
11/28/01 1200 1154 100 Turbine/Generator Full Power
11/28/01 1300 1156 100 Turbine/Generator Full Power
11/28/01 1400 1155 100 Turbine/Generator Full Power
11/28/01 1500 1155 100 Turbine/Generator Full Power
11/28/01 1600 1154 99.9 Turbine/Generator Full Power
11/28/01 1700 1156 100 Turbine/Generator Full Power
11/28/01 1800 1154 100 Turbine/Generator Full Power
11/28/01 1900 1155 100 Turbine/Generator Full Power
11/28/01 2000 1155 100 Turbine/Generator Full Power
11/28/01 2100 1155 100 Turbine/Generator Full Power
11/28/01 2200 1156 99.9 Turbine/Generator Full Power
11/28/01 2300 1156 100 Turbine/Generator Full Power
11/28/01 2400 1156 100 Turbine/Generator Full Power
11/29/01 0100 1156 100 Turbine/Generator Full Power
11/29/01 0200 1156 100 Turbine/Generator Full Power
11/29/01 0300 1155 100 Turbine/Generator Full Power
11/29/01 0400 1155 100 Turbine/Generator Full Power
11/29/01 0500 1156 100 Turbine/Generator Full Power
11/29/01 0600 1157 100 Turbine/Generator Full Power
11/29/01 0700 1157 100 Turbine/Generator Full Power
11/29/01 0800 1159 100 Turbine/Generator Full Power
11/29/01 0900 1158 100 Turbine/Generator Full Power
11/29/01 1000 1157 100 Turbine/Generator Full Power
11/29/01 1100 1158 100 Turbine/Generator Full Power
11/29/01 1200 1157 100 Turbine/Generator Full Power
11/29/01 1300 1158 100 Turbine/Generator Full Power
11/29/01 1400 1157 100 Turbine/Generator Full Power
11/29/01 1500 1157 100 Turbine/Generator Full Power
11/29/01 1600 1157 99.9 Turbine/Generator Full Power
11/29/01 1700 1158 100 Turbine/Generator Full Power
11/29/01 1800 1158 100 Turbine/Generator Full Power
11/29/01 1900 1157 99.9 Turbine/Generator Full Power
11/29/01 2000 1158 100 Turbine/Generator Full Power
11/29/01 2100 1158 99.9 Turbine/Generator Full Power
11/29/01 2200 1158 99.9 Turbine/Generator Full Power
11/29/01 2300 1156 100 Turbine/Generator Full Power
11/29/01 2400 1156 100 Turbine/Generator Full Power
11/30/01 0100 1156 100 Turbine/Generator Full Power
11/30/01 0200 1155 100 Turbine/Generator Full Power



11/30/01 0300 1155 100 Turbine/Generator Full Power
11/30/01 0400 1155 100 Turbine/Generator Full Power
11/30/01 0500 1155 100 Turbine/Generator Full Power
11/30/01 0600 1156 100 Turbine/Generator Full Power
11/30/01 0700 1156 99.9 Turbine/Generator Full Power
11/30/01 0800 1156 100 Turbine/Generator Full Power
11/30/01 0900 1156 100 Turbine/Generator Full Power
11/30/01 1000 1155 100 Turbine/Generator Full Power
11/30/01 1100 1155 100 Turbine/Generator Full Power
11/30/01 1200 1155 100 Turbine/Generator Full Power
11/30/01 1300 1155 100 Turbine/Generator Full Power
11/30/01 1400 1155 100 Turbine/Generator Full Power
11/30/01 1500 1155 100 Turbine/Generator Full Power
11/30/01 1600 1154 99.9 Turbine/Generator Full Power
11/30/01 1700 1155 100 Turbine/Generator Full Power
11/30/01 1800 1155 99.9 Turbine/Generator Full Power
11/30/01 1900 1154 100 Turbine/Generator Full Power
11/30/01 2000 1155 100 Turbine/Generator Full Power
11/30/01 2100 1155 100 Turbine/Generator Full Power
11/30/01 2200 1156 100 Turbine/Generator Full Power
11/30/01 2300 1156 100 Turbine/Generator Full Power
11/30/01 2400 1156 100 Turbine/Generator Full Power
12/01/01 0100 1155 100 Turbine/Generator Full Power
12/01/01 0200 1156 99.9 Turbine/Generator Full Power
12/01/01 0300 1155 100 Turbine/Generator Full Power
12/01/01 0400 1155 100 Turbine/Generator Full Power
12/01/01 0500 1155 100 Turbine/Generator Full Power
12/01/01 0600 1156 100 Turbine/Generator Full Power
12/01/01 0700 1156 100 Turbine/Generator Full Power
12/01/01 0800 1157 100 Turbine/Generator Full Power
12/01/01 0900 1156 100 Turbine/Generator Full Power
12/01/01 1000 1155 99.9 Turbine/Generator Full Power
12/01/01 1100 1155 99.9 Turbine/Generator Full Power
12/01/01 1200 1155 100 Turbine/Generator Full Power
12/01/01 1300 1155 99.9 Turbine/Generator Full Power
12/01/01 1400 1155 100 Turbine/Generator Full Power
12/01/01 1500 1155 100 Turbine/Generator Full Power
12/01/01 1600 1155 99.9 Turbine/Generator Full Power
12/01/01 1700 1155 100 Turbine/Generator Full Power
12/01/01 1800 1155 100 Turbine/Generator Full Power
12/01/01 1900 1156 100 Turbine/Generator Full Power
12/01/01 2000 1156 100 Turbine/Generator Full Power
12/01/01 2100 1156 100 Turbine/Generator Full Power
12/01/01 2200 1156 100 Turbine/Generator Full Power
12/01/01 2300 1156 100 Turbine/Generator Full Power
12/01/01 2400 1156 100 Turbine/Generator Full Power
12/02/01 0100 1156 99.9 Turbine/Generator Full Power
12/02/01 0200 1156 100 Turbine/Generator Full Power
12/02/01 0300 1156 100 Turbine/Generator Full Power
12/02/01 0400 1156 100 Turbine/Generator Full Power
12/02/01 0500 1156 100 Turbine/Generator Full Power
12/02/01 0600 1156 100 Turbine/Generator Full Power
12/02/01 0700 1156 100 Turbine/Generator Full Power



12/02/01 0800 1156 99.9 Turbine/Generator Full Power
12/02/01 0900 1156 100 Turbine/Generator Full Power
12/02/01 1000 1155 100 Turbine/Generator Full Power
12/02/01 1100 1156 100 Turbine/Generator Full Power
12/02/01 1200 1155 100 Turbine/Generator Full Power
12/02/01 1300 1155 100 Turbine/Generator Full Power
12/02/01 1400 1155 100 Turbine/Generator Full Power
12/02/01 1500 1155 100 Turbine/Generator Full Power
12/02/01 1600 1155 100 Turbine/Generator Full Power
12/02/01 1700 1155 100 Turbine/Generator Full Power
12/02/01 1800 1155 100 Turbine/Generator Full Power
12/02/01 1900 1155 100 Turbine/Generator Full Power
12/02/01 2000 1155 100 Turbine/Generator Full Power
12/02/01 2100 1156 100 Turbine/Generator Full Power
12/02/01 2200 1155 100 Turbine/Generator Full Power
12/02/01 2300 1155 100 Turbine/Generator Full Power
12/02/01 2400 1155 100 Turbine/Generator Full Power
12/03/01 0100 1155 100 Turbine/Generator Full Power
12/03/01 0200 1155 100 Turbine/Generator Full Power
12/03/01 0300 1155 100 Turbine/Generator Full Power
12/03/01 0400 1155 100 Turbine/Generator Full Power
12/03/01 0500 1156 100 Turbine/Generator Full Power
12/03/01 0600 1155 100 Turbine/Generator Full Power
12/03/01 0700 1156 100 Turbine/Generator Full Power
12/03/01 0800 1156 100 Turbine/Generator Full Power
12/03/01 0900 1156 100 Turbine/Generator Full Power
12/03/01 1000 1155 100 Turbine/Generator Full Power
12/03/01 1100 1155 100 Turbine/Generator Full Power
12/03/01 1200 1155 99.9 Turbine/Generator Full Power
12/03/01 1300 1155 100 Turbine/Generator Full Power
12/03/01 1400 1155 99.9 Turbine/Generator Full Power
12/03/01 1500 1155 100 Turbine/Generator Full Power
12/03/01 1600 1155 99.9 Turbine/Generator Full Power
12/03/01 1700 1155 100 Turbine/Generator Full Power
12/03/01 1800 1155 100 Turbine/Generator Full Power
12/03/01 1900 1155 100 Turbine/Generator Full Power
12/03/01 2000 1155 100 Turbine/Generator Full Power
12/03/01 2100 1157 100 Turbine/Generator Full Power
12/03/01 2200 1156 100 Turbine/Generator Full Power
12/03/01 2300 1155 100 Turbine/Generator Full Power
12/03/01 2400 1157 100 Turbine/Generator Full Power
12/04/01 0100 1155 100 Turbine/Generator Full Power
12/04/01 0200 1155 100 Turbine/Generator Full Power
12/04/01 0300 1157 100 Turbine/Generator Full Power
12/04/01 0400 1156 100 Turbine/Generator Full Power
12/04/01 0500 1155 100 Turbine/Generator Full Power
12/04/01 0600 1155 100 Turbine/Generator Full Power
12/04/01 0700 1155 100 Turbine/Generator Full Power
12/04/01 0800 1156 100 Turbine/Generator Full Power
12/04/01 0900 1155 100 Turbine/Generator Full Power
12/04/01 1000 1155 100 Turbine/Generator Full Power
12/04/01 1100 1155 100 Turbine/Generator Full Power
12/04/01 1200 1155 100 Turbine/Generator Full Power



12/04/01 1300 1154 99.9 Turbine/Generator Full Power
12/04/01 1400 1154 100 Turbine/Generator Full Power
12/04/01 1500 1154 99.9 Turbine/Generator Full Power
12/04/01 1600 1154 100 Turbine/Generator Full Power
12/04/01 1700 1154 100 Turbine/Generator Full Power
12/04/01 1800 1154 100 Turbine/Generator Full Power
12/04/01 1900 1154 100 Turbine/Generator Full Power
12/04/01 2000 1155 100 Turbine/Generator Full Power
12/04/01 2100 1154 100 Turbine/Generator Full Power
12/04/01 2200 1155 100 Turbine/Generator Full Power
12/04/01 2300 1155 100 Turbine/Generator Full Power
12/04/01 2400 1155 100 Turbine/Generator Full Power
12/05/01 0100 1157 100.5 Turbine/Generator Full Power
12/05/01 0200 1155 99 Turbine/Generator Full Power
12/05/01 0300 1154 100 Turbine/Generator Full Power
12/05/01 0400 1154 100 Turbine/Generator Full Power
12/05/01 0500 1155 100 Turbine/Generator Full Power
12/05/01 0600 1155 99.9 Turbine/Generator Full Power
12/05/01 0700 1155 100 Turbine/Generator Full Power
12/05/01 0800 1155 99.9 Turbine/Generator Full Power
12/05/01 0900 1155 100 Turbine/Generator Full Power
12/05/01 1000 1155 100 Turbine/Generator Full Power
12/05/01 1100 1155 100 Turbine/Generator Full Power
12/05/01 1200 1155 99.9 Turbine/Generator Full Power
12/05/01 1300 1155 100 Turbine/Generator Full Power
12/05/01 1400 1155 100 Turbine/Generator Full Power
12/05/01 1500 1155 99.9 Turbine/Generator Full Power
12/05/01 1600 1155 99.9 Turbine/Generator Full Power
12/05/01 1700 1155 100 Turbine/Generator Full Power
12/05/01 1800 1155 100 Turbine/Generator Full Power
12/05/01 1900 1155 100 Turbine/Generator Full Power
12/05/01 2000 1154 100 Turbine/Generator Full Power
12/05/01 2100 1155 100 Turbine/Generator Full Power
12/05/01 2200 1155 100 Turbine/Generator Full Power
12/05/01 2300 1155 100 Turbine/Generator Full Power
12/05/01 2400 1155 100 Turbine/Generator Full Power
12/06/01 0100 1156 100 Turbine/Generator Full Power
12/06/01 0200 1155 100 Turbine/Generator Full Power
12/06/01 0300 1155 100 Turbine/Generator Full Power
12/06/01 0400 1154 99.9 Turbine/Generator Full Power
12/06/01 0500 1155 100 Turbine/Generator Full Power
12/06/01 0600 1154 100 Turbine/Generator Full Power
12/06/01 0700 1155 100 Turbine/Generator Full Power
12/06/01 0800 1155 100 Turbine/Generator Full Power
12/06/01 0900 1156 100 Turbine/Generator Full Power
12/06/01 1000 1155 100 Turbine/Generator Full Power
12/06/01 1100 1154 99.9 Turbine/Generator Full Power
12/06/01 1200 1156 100 Turbine/Generator Full Power
12/06/01 1300 1156 100 Turbine/Generator Full Power
12/06/01 1400 1156 100 Turbine/Generator Full Power
12/06/01 1500 1156 100 Turbine/Generator Full Power
12/06/01 1600 1156 100 Turbine/Generator Full Power
12/06/01 1700 1156 100 Turbine/Generator Full Power



12/06/01 1800 1155 100 Turbine/Generator Full Power
12/06/01 1900 1155 100 Turbine/Generator Full Power
12/06/01 2000 1155 100 Turbine/Generator Full Power
12/06/01 2100 1155 99.9 Turbine/Generator Full Power
12/06/01 2200 1155 100 Turbine/Generator Full Power
12/06/01 2300 1155 100 Turbine/Generator Full Power
12/06/01 2400 1155 100 Turbine/Generator Full Power
12/07/01 0100 1156 100 Turbine/Generator Full Power
12/07/01 0200 1155 100 Turbine/Generator Full Power
12/07/01 0300 1155 100 Turbine/Generator Full Power
12/07/01 0400 1156 100 Turbine/Generator Full Power
12/07/01 0500 1155 100 Turbine/Generator Full Power
12/07/01 0600 1155 100 Turbine/Generator Full Power
12/07/01 0700 1155 99.9 Turbine/Generator Full Power
12/07/01 0800 1156 100 Turbine/Generator Full Power
12/07/01 0900 1156 100 Turbine/Generator Full Power
12/07/01 1000 1156 100 Turbine/Generator Full Power
12/07/01 1100 1156 100 Turbine/Generator Full Power
12/07/01 1200 1156 99.9 Turbine/Generator Full Power
12/07/01 1300 1155 99.9 Turbine/Generator Full Power
12/07/01 1400 1156 100 Turbine/Generator Full Power
12/07/01 1500 1155 100 Turbine/Generator Full Power
12/07/01 1600 1156 100 Turbine/Generator Full Power
12/07/01 1700 1156 100 Turbine/Generator Full Power
12/07/01 1800 1156 100 Turbine/Generator Full Power
12/07/01 1900 1156 100 Turbine/Generator Full Power
12/07/01 2000 1156 100 Turbine/Generator Full Power
12/07/01 2100 1156 100 Turbine/Generator Full Power
12/07/01 2200 1156 100 Turbine/Generator Full Power
12/07/01 2300 1156 100 Turbine/Generator Full Power
12/07/01 2400 1156 100 Turbine/Generator Full Power
12/08/01 0100 1156 100 Turbine/Generator Full Power
12/08/01 0200 1156 100 Turbine/Generator Full Power
12/08/01 0300 1156 100 Turbine/Generator Full Power
12/08/01 0400 1156 100 Turbine/Generator Full Power
12/08/01 0500 1156 100 Turbine/Generator Full Power
12/08/01 0600 1156 100 Turbine/Generator Full Power
12/08/01 0700 1156 100 Turbine/Generator Full Power
12/08/01 0800 1155 99.9 Turbine/Generator Full Power
12/08/01 0900 1156 100 Turbine/Generator Full Power
12/08/01 1000 1156 100 Turbine/Generator Full Power
12/08/01 1100 1156 100 Turbine/Generator Full Power
12/08/01 1200 1156 100 Turbine/Generator Full Power
12/08/01 1300 1156 100 Turbine/Generator Full Power
12/08/01 1400 1156 100 Turbine/Generator Full Power
12/08/01 1500 1155 100 Turbine/Generator Full Power
12/08/01 1600 1155 100 Turbine/Generator Full Power
12/08/01 1700 1156 100 Turbine/Generator Full Power
12/08/01 1800 1156 100 Turbine/Generator Full Power
12/08/01 1900 1156 100 Turbine/Generator Full Power
12/08/01 2000 1156 100 Turbine/Generator Full Power
12/08/01 2100 1156 100 Turbine/Generator Full Power
12/08/01 2200 1156 100 Turbine/Generator Full Power



12/08/01 2300 1155 100 Turbine/Generator Full Power
12/08/01 2400 1155 100 Turbine/Generator Full Power
12/09/01 0100 1156 100 Turbine/Generator Full Power
12/09/01 0200 1156 100 Turbine/Generator Full Power
12/09/01 0300 1156 100 Turbine/Generator Full Power
12/09/01 0400 1156 100 Turbine/Generator Full Power
12/09/01 0500 1156 100 Turbine/Generator Full Power
12/09/01 0600 1156 100 Turbine/Generator Full Power
12/09/01 0700 1156 100 Turbine/Generator Full Power
12/09/01 0800 1156 100 Turbine/Generator Full Power
12/09/01 0900 1156 99.9 Turbine/Generator Full Power
12/09/01 1000 1156 100 Turbine/Generator Full Power
12/09/01 1100 1156 100 Turbine/Generator Full Power
12/09/01 1200 1156 100 Turbine/Generator Full Power
12/09/01 1300 1156 100 Turbine/Generator Full Power
12/09/01 1400 1156 100 Turbine/Generator Full Power
12/09/01 1500 1156 99.9 Turbine/Generator Full Power
12/09/01 1600 1156 100 Turbine/Generator Full Power
12/09/01 1700 1156 100 Turbine/Generator Full Power
12/09/01 1800 1156 100 Turbine/Generator Full Power
12/09/01 1900 1156 100 Turbine/Generator Full Power
12/09/01 2000 1156 100 Turbine/Generator Full Power
12/09/01 2100 1156 100 Turbine/Generator Full Power
12/09/01 2200 1156 100 Turbine/Generator Full Power
12/09/01 2300 1156 100 Turbine/Generator Full Power
12/09/01 2400 1156 100 Turbine/Generator Full Power
12/10/01 0100 1156 100 Turbine/Generator Full Power
12/10/01 0200 1156 100 Turbine/Generator Full Power
12/10/01 0300 1157 100 Turbine/Generator Full Power
12/10/01 0400 1157 100 Turbine/Generator Full Power
12/10/01 0500 1157 100 Turbine/Generator Full Power
12/10/01 0600 1157 100 Turbine/Generator Full Power
12/10/01 0700 1156 100 Turbine/Generator Full Power
12/10/01 0800 1156 100 Turbine/Generator Full Power
12/10/01 0900 1157 100 Turbine/Generator Full Power
12/10/01 1000 1158 100 Turbine/Generator Full Power
12/10/01 1100 1157 100 Turbine/Generator Full Power
12/10/01 1200 1156 99.9 Turbine/Generator Full Power
12/10/01 1300 1156 100 Turbine/Generator Full Power
12/10/01 1400 1155 99.9 Turbine/Generator Full Power
12/10/01 1500 1157 99.9 Turbine/Generator Full Power
12/10/01 1600 1157 100 Turbine/Generator Full Power
12/10/01 1700 1156 100 Turbine/Generator Full Power
12/10/01 1800 1157 100 Turbine/Generator Full Power
12/10/01 1900 1157 100 Turbine/Generator Full Power
12/10/01 2000 1157 100 Turbine/Generator Full Power
12/10/01 2100 1157 100 Turbine/Generator Full Power
12/10/01 2200 1157 100 Turbine/Generator Full Power
12/10/01 2300 1157 100 Turbine/Generator Full Power
12/10/01 2400 1157 100 Turbine/Generator Full Power
12/11/01 0100 1157 100 Turbine/Generator Full Power
12/11/01 0200 1157 100 Turbine/Generator Full Power
12/11/01 0300 1157 100 Turbine/Generator Full Power



12/11/01 0400 1157 100 Turbine/Generator Full Power
12/11/01 0500 1157 100 Turbine/Generator Full Power
12/11/01 0600 1157 100 Turbine/Generator Full Power
12/11/01 0700 1157 100 Turbine/Generator Full Power
12/11/01 0800 1157 99.9 Turbine/Generator Full Power
12/11/01 0900 1157 100 Turbine/Generator Full Power
12/11/01 1000 1157 100 Turbine/Generator Full Power
12/11/01 1100 1157 100 Turbine/Generator Full Power
12/11/01 1200 1157 100 Turbine/Generator Full Power
12/11/01 1300 1157 100 Turbine/Generator Full Power
12/11/01 1400 1157 100 Turbine/Generator Full Power
12/11/01 1500 1157 100 Turbine/Generator Full Power
12/11/01 1600 1158 100 Turbine/Generator Full Power
12/11/01 1700 1157 100 Turbine/Generator Full Power
12/11/01 1800 1155 99.8 Turbine/Generator Full Power
12/11/01 1900 1158 100 Turbine/Generator Full Power
12/11/01 2000 1157 100 Turbine/Generator Full Power
12/11/01 2100 1156 100 Turbine/Generator Full Power
12/11/01 2200 1156 100 Turbine/Generator Full Power
12/11/01 2300 1156 99.9 Turbine/Generator Full Power
12/11/01 2400 1156 100 Turbine/Generator Full Power
12/12/01 0100 1156 100 Turbine/Generator Full Power
12/12/01 0200 1156 100 Turbine/Generator Full Power
12/12/01 0300 1156 100 Turbine/Generator Full Power
12/12/01 0400 1156 100 Turbine/Generator Full Power
12/12/01 0500 1157 100 Turbine/Generator Full Power
12/12/01 0600 1157 100 Turbine/Generator Full Power
12/12/01 0700 1156 100 Turbine/Generator Full Power
12/12/01 0800 1154 100 Turbine/Generator Full Power
12/12/01 0900 1156 100 Turbine/Generator Full Power
12/12/01 1000 1156 100 Turbine/Generator Full Power
12/12/01 1100 1156 99.9 Turbine/Generator Full Power
12/12/01 1200 1156 100 Turbine/Generator Full Power
12/12/01 1300 1156 99.9 Turbine/Generator Full Power
12/12/01 1400 1156 100 Turbine/Generator Full Power
12/12/01 1500 1156 99.9 Turbine/Generator Full Power
12/12/01 1600 1155 99.9 Turbine/Generator Full Power
12/12/01 1700 1156 99.9 Turbine/Generator Full Power
12/12/01 1800 1157 100 Turbine/Generator Full Power
12/12/01 1900 1156 100 Turbine/Generator Full Power
12/12/01 2000 1156 100 Turbine/Generator Full Power
12/12/01 2100 1156 100 Turbine/Generator Full Power
12/12/01 2200 1156 100 Turbine/Generator Full Power
12/12/01 2300 1157 99.9 Turbine/Generator Full Power
12/12/01 2400 1157 100 Turbine/Generator Full Power
12/13/01 0100 1157 100 Turbine/Generator Full Power
12/13/01 0200 1157 100 Turbine/Generator Full Power
12/13/01 0300 1157 100 Turbine/Generator Full Power
12/13/01 0400 1157 100 Turbine/Generator Full Power
12/13/01 0500 1157 100 Turbine/Generator Full Power
12/13/01 0600 1157 100 Turbine/Generator Full Power
12/13/01 0700 1157 100 Turbine/Generator Full Power
12/13/01 0800 1157 100 Turbine/Generator Full Power



12/13/01 0900 1157 100 Turbine/Generator Full Power
12/13/01 1000 1155 100 Turbine/Generator Full Power
12/13/01 1100 1157 100 Turbine/Generator Full Power
12/13/01 1200 1157 99.9 Turbine/Generator Full Power
12/13/01 1300 1155 100 Turbine/Generator Full Power
12/13/01 1400 1156 100 Turbine/Generator Full Power
12/13/01 1500 1156 99.9 Turbine/Generator Full Power
12/13/01 1600 1156 100 Turbine/Generator Full Power
12/13/01 1700 1156 100 Turbine/Generator Full Power
12/13/01 1800 1157 99.9 Turbine/Generator Full Power
12/13/01 1900 1156 100 Turbine/Generator Full Power
12/13/01 2000 1157 100 Turbine/Generator Full Power
12/13/01 2100 1157 100 Turbine/Generator Full Power
12/13/01 2200 1156 100 Turbine/Generator Full Power
12/13/01 2300 1156 100 Turbine/Generator Full Power
12/13/01 2400 1157 100 Turbine/Generator Full Power
12/14/01 0100 1156 100 Turbine/Generator Full Power
12/14/01 0200 1157 100 Turbine/Generator Full Power
12/14/01 0300 1157 100 Turbine/Generator Full Power
12/14/01 0400 1156 100 Turbine/Generator Full Power
12/14/01 0500 1156 100 Turbine/Generator Full Power
12/14/01 0600 1156 100 Turbine/Generator Full Power
12/14/01 0700 1157 100 Turbine/Generator Full Power
12/14/01 0800 1157 100 Turbine/Generator Full Power
12/14/01 0900 1157 100 Turbine/Generator Full Power
12/14/01 1000 1157 100 Turbine/Generator Full Power
12/14/01 1100 1157 100 Turbine/Generator Full Power
12/14/01 1200 1157 100 Turbine/Generator Full Power
12/14/01 1300 1157 100 Turbine/Generator Full Power
12/14/01 1400 1157 99.9 Turbine/Generator Full Power
12/14/01 1500 1157 100 Turbine/Generator Full Power
12/14/01 1600 1156 100 Turbine/Generator Full Power
12/14/01 1700 1157 100 Turbine/Generator Full Power
12/14/01 1800 1156 100 Turbine/Generator Full Power
12/14/01 1900 1156 100 Turbine/Generator Full Power
12/14/01 2000 1157 100 Turbine/Generator Full Power
12/14/01 2100 1157 100 Turbine/Generator Full Power
12/14/01 2200 1157 100 Turbine/Generator Full Power
12/14/01 2300 1157 100 Turbine/Generator Full Power
12/14/01 2400 1156 100 Turbine/Generator Full Power
12/15/01 0100 1157 100 Turbine/Generator Full Power
12/15/01 0200 1157 100 Turbine/Generator Full Power
12/15/01 0300 1157 100 Turbine/Generator Full Power
12/15/01 0400 1157 100 Turbine/Generator Full Power
12/15/01 0500 1157 100 Turbine/Generator Full Power
12/15/01 0600 1157 100 Turbine/Generator Full Power
12/15/01 0700 1158 100 Turbine/Generator Full Power
12/15/01 0800 1158 100 Turbine/Generator Full Power
12/15/01 0900 1158 100 Turbine/Generator Full Power
12/15/01 1000 1158 100 Turbine/Generator Full Power
12/15/01 1100 1157 100 Turbine/Generator Full Power
12/15/01 1200 1158 100 Turbine/Generator Full Power
12/15/01 1300 1158 100 Turbine/Generator Full Power



12/15/01 1400 1158 100 Turbine/Generator Full Power
12/15/01 1500 1157 100 Turbine/Generator Full Power
12/15/01 1600 1157 100 Turbine/Generator Full Power
12/15/01 1700 1157 100 Turbine/Generator Full Power
12/15/01 1800 1157 100 Turbine/Generator Full Power
12/15/01 1900 1157 100 Turbine/Generator Full Power
12/15/01 2000 1157 100 Turbine/Generator Full Power
12/15/01 2100 1157 100 Turbine/Generator Full Power
12/15/01 2200 1157 100 Turbine/Generator Full Power
12/15/01 2300 1158 100 Turbine/Generator Full Power
12/15/01 2400 1157 100 Turbine/Generator Full Power
12/16/01 0100 1157 100 Turbine/Generator Full Power
12/16/01 0200 1158 100 Turbine/Generator Full Power
12/16/01 0300 1158 100 Turbine/Generator Full Power
12/16/01 0400 1158 100 Turbine/Generator Full Power
12/16/01 0500 1157 100 Turbine/Generator Full Power
12/16/01 0600 1158 100 Turbine/Generator Full Power
12/16/01 0700 1158 99.9 Turbine/Generator Full Power
12/16/01 0800 1157 100 Turbine/Generator Full Power
12/16/01 0900 1157 100 Turbine/Generator Full Power
12/16/01 1000 1157 100 Turbine/Generator Full Power
12/16/01 1100 1157 100 Turbine/Generator Full Power
12/16/01 1200 1157 100 Turbine/Generator Full Power
12/16/01 1300 1157 100 Turbine/Generator Full Power
12/16/01 1400 1157 100 Turbine/Generator Full Power
12/16/01 1500 1157 100 Turbine/Generator Full Power
12/16/01 1600 1157 100 Turbine/Generator Full Power
12/16/01 1700 1157 100 Turbine/Generator Full Power
12/16/01 1800 1157 100 Turbine/Generator Full Power
12/16/01 1900 1157 99.9 Turbine/Generator Full Power
12/16/01 2000 1157 99.9 Turbine/Generator Full Power
12/16/01 2100 1157 100 Turbine/Generator Full Power
12/16/01 2200 1157 100 Turbine/Generator Full Power
12/16/01 2300 1158 100 Turbine/Generator Full Power
12/16/01 2400 1158 100 Turbine/Generator Full Power
12/17/01 0100 1158 100 Turbine/Generator Full Power
12/17/01 0200 1158 100 Turbine/Generator Full Power
12/17/01 0300 1158 100 Turbine/Generator Full Power
12/17/01 0400 1158 100 Turbine/Generator Full Power
12/17/01 0500 1158 100 Turbine/Generator Full Power
12/17/01 0600 1157 100 Turbine/Generator Full Power
12/17/01 0700 1157 99.9 Turbine/Generator Full Power
12/17/01 0800 1157 100 Turbine/Generator Full Power
12/17/01 0900 1157 100 Turbine/Generator Full Power
12/17/01 1000 1158 100 Turbine/Generator Full Power
12/17/01 1100 1158 100 Turbine/Generator Full Power
12/17/01 1200 1158 100 Turbine/Generator Full Power
12/17/01 1300 1157 100 Turbine/Generator Full Power
12/17/01 1400 1157 100 Turbine/Generator Full Power
12/17/01 1500 1157 100 Turbine/Generator Full Power
12/17/01 1600 1157 100 Turbine/Generator Full Power
12/17/01 1700 1157 100 Turbine/Generator Full Power
12/17/01 1800 1157 100 Turbine/Generator Full Power



12/17/01 1900 1157 100 Turbine/Generator Full Power
12/17/01 2000 1157 100 Turbine/Generator Full Power
12/17/01 2100 1157 100 Turbine/Generator Full Power
12/17/01 2200 1157 100 Turbine/Generator Full Power
12/17/01 2300 1158 100 Turbine/Generator Full Power
12/17/01 2400 1157 100 Turbine/Generator Full Power
12/18/01 0100 1157 100 Turbine/Generator Full Power
12/18/01 0200 1157 100 Turbine/Generator Full Power
12/18/01 0300 1157 100 Turbine/Generator Full Power
12/18/01 0400 1157 100 Turbine/Generator Full Power
12/18/01 0500 1157 99.9 Turbine/Generator Full Power
12/18/01 0600 1157 100 Turbine/Generator Full Power
12/18/01 0700 1157 100 Turbine/Generator Full Power
12/18/01 0800 1157 100 Turbine/Generator Full Power
12/18/01 0900 1157 100 Turbine/Generator Full Power
12/18/01 1000 1157 100 Turbine/Generator Full Power
12/18/01 1100 1157 100 Turbine/Generator Full Power
12/18/01 1200 1157 100 Turbine/Generator Full Power
12/18/01 1300 1157 100 Turbine/Generator Full Power
12/18/01 1400 1157 100 Turbine/Generator Full Power
12/18/01 1500 1157 99.9 Turbine/Generator Full Power
12/18/01 1600 1157 100 Turbine/Generator Full Power
12/18/01 1700 1157 100 Turbine/Generator Full Power
12/18/01 1800 1157 100 Turbine/Generator Full Power
12/18/01 1900 1157 100 Turbine/Generator Full Power
12/18/01 2000 1157 100 Turbine/Generator Full Power
12/18/01 2100 1157 100 Turbine/Generator Full Power
12/18/01 2200 1157 100 Turbine/Generator Full Power
12/18/01 2300 1157 100 Turbine/Generator Full Power
12/18/01 2400 1157 99.9 Turbine/Generator Full Power
12/19/01 0100 1157 100 Turbine/Generator Full Power
12/19/01 0200 1157 100 Turbine/Generator Full Power
12/19/01 0300 1158 100 Turbine/Generator Full Power
12/19/01 0400 1158 100 Turbine/Generator Full Power
12/19/01 0500 1157 100 Turbine/Generator Full Power
12/19/01 0600 1158 100 Turbine/Generator Full Power
12/19/01 0700 1157 100 Turbine/Generator Full Power
12/19/01 0800 1157 100 Turbine/Generator Full Power
12/19/01 0900 1156 100 Turbine/Generator Full Power
12/19/01 1000 1157 100 Turbine/Generator Full Power
12/19/01 1100 1156 100 Turbine/Generator Full Power
12/19/01 1200 1156 100 Turbine/Generator Full Power
12/19/01 1300 1156 100 Turbine/Generator Full Power
12/19/01 1400 1156 100 Turbine/Generator Full Power
12/19/01 1500 1156 99.9 Turbine/Generator Full Power
12/19/01 1600 1156 100 Turbine/Generator Full Power
12/19/01 1700 1156 100 Turbine/Generator Full Power
12/19/01 1800 1157 100 Turbine/Generator Full Power
12/19/01 1900 1157 99.9 Turbine/Generator Full Power
12/19/01 2000 1157 100 Turbine/Generator Full Power
12/19/01 2100 1157 100 Turbine/Generator Full Power
12/19/01 2200 1156 100 Turbine/Generator Full Power
12/19/01 2300 1157 100 Turbine/Generator Full Power



12/19/01 2400 1156 100 Turbine/Generator Full Power
12/20/01 0100 1157 100 Turbine/Generator Full Power
12/20/01 0200 1158 100 Turbine/Generator Full Power
12/20/01 0300 1157 100.4 Turbine/Generator Full Power
12/20/01 0400 1157 100.4 Turbine/Generator Full Power
12/20/01 0500 1158 100.5 Turbine/Generator Full Power
12/20/01 0600 1157 100 Turbine/Generator Full Power
12/20/01 0700 1157 100 Turbine/Generator Full Power
12/20/01 0800 1157 100 Turbine/Generator Full Power
12/20/01 0900 1157 99.9 Turbine/Generator Full Power
12/20/01 1000 1157 99.9 Turbine/Generator Full Power
12/20/01 1100 1155 100 Turbine/Generator Full Power
12/20/01 1200 1157 100 Turbine/Generator Full Power
12/20/01 1300 1156 100 Turbine/Generator Full Power
12/20/01 1400 1156 100 14:35 Started Curtailment to 20% for high seas.
12/20/01 1500 1083 94.1 ramp-down
12/20/01 1600 903 80.7 ramp-down
12/20/01 1700 716 65.8 ramp-down
12/20/01 1800 526 49.1 ramp-down
12/20/01 1900 408 41 ramp-down
12/20/01 2000 180 24 20:19  ramp-down complete.
12/20/01 2100 154 21.1 hold at 21%
12/20/01 2200 156 21.3 hold at 21%
12/20/01 2300 156 21.3 hold at 21%
12/20/01 2400 155 21.4 hold at 21%
12/21/01 0100 158 21.2 00:54  started ramp-up to full-power.
12/21/01 0200 300 32.3 ramp-up
12/21/01 0300 471 46.1 ramp-up
12/21/01 0400 520 49.6 ramp-up
12/21/01 0500 653 58.6 ramp-up
12/21/01 0600 831 72.8 ramp-up
12/21/01 0700 968 83.9 ramp-up
12/21/01 0800 1085 93.2 ramp-up
12/21/01 0900 1118 96.6 ramp-up
12/21/01 1000 1118 96.3 ramp-up
12/21/01 1100 1121 96.8 ramp-up
12/21/01 1200 1157 100 100% RX & TG
12/21/01 1300 1150 99.5 Turbine/Generator Full Power
12/21/01 1400 1154 99.8 Turbine/Generator Full Power
12/21/01 1500 1151 99.6 Turbine/Generator Full Power
12/21/01 1600 1147 99.4 Turbine/Generator Full Power
12/21/01 1700 1150 99.5 Turbine/Generator Full Power
12/21/01 1800 1152 99.7 Turbine/Generator Full Power
12/21/01 1900 1153 99.7 Turbine/Generator Full Power
12/21/01 2000 1155 99.8 Turbine/Generator Full Power
12/21/01 2100 1154 99.9 Turbine/Generator Full Power
12/21/01 2200 1153 99.7 Turbine/Generator Full Power
12/21/01 2300 1156 100 Turbine/Generator Full Power
12/21/01 2400 1154 99.9 Turbine/Generator Full Power
12/22/01 0100 1152 99.6 Turbine/Generator Full Power
12/22/01 0200 1154 99.8 Turbine/Generator Full Power
12/22/01 0300 1156 100 Turbine/Generator Full Power
12/22/01 0400 1156 99.9 Turbine/Generator Full Power



12/22/01 0500 1155 99.9 Turbine/Generator Full Power
12/22/01 0600 1157 100 Turbine/Generator Full Power
12/22/01 0700 1156 99.9 Turbine/Generator Full Power
12/22/01 0800 1155 100 Turbine/Generator Full Power
12/22/01 0900 1155 100 Turbine/Generator Full Power
12/22/01 1000 1154 99.8 Turbine/Generator Full Power
12/22/01 1100 1154 99.7 Turbine/Generator Full Power
12/22/01 1200 1154 99.9 Turbine/Generator Full Power
12/22/01 1300 1157 100 Turbine/Generator Full Power
12/22/01 1400 1157 100 Turbine/Generator Full Power
12/22/01 1500 1157 100 Turbine/Generator Full Power
12/22/01 1600 1156 100 Turbine/Generator Full Power
12/22/01 1700 1157 100 Turbine/Generator Full Power
12/22/01 1800 1158 100.1 Turbine/Generator Full Power
12/22/01 1900 1159 99.9 Turbine/Generator Full Power
12/22/01 2000 1157 100 Turbine/Generator Full Power
12/22/01 2100 1157 100 Turbine/Generator Full Power
12/22/01 2200 1157 100 Turbine/Generator Full Power
12/22/01 2300 1156 100 Turbine/Generator Full Power
12/22/01 2400 1156 100 Turbine/Generator Full Power
12/23/01 0100 1156 99.9 Turbine/Generator Full Power
12/23/01 0200 1156 100 Turbine/Generator Full Power
12/23/01 0300 1156 100 Turbine/Generator Full Power
12/23/01 0400 1156 100 Turbine/Generator Full Power
12/23/01 0500 1156 100 Turbine/Generator Full Power
12/23/01 0600 1157 100 Turbine/Generator Full Power
12/23/01 0700 1157 100 Turbine/Generator Full Power
12/23/01 0800 1157 100 Turbine/Generator Full Power
12/23/01 0900 1157 100.1 Turbine/Generator Full Power
12/23/01 1000 1157 100 Turbine/Generator Full Power
12/23/01 1100 1157 100 Turbine/Generator Full Power
12/23/01 1200 1157 100 Turbine/Generator Full Power
12/23/01 1300 1157 100 Turbine/Generator Full Power
12/23/01 1400 1157 99.9 Turbine/Generator Full Power
12/23/01 1500 1157 99.9 Turbine/Generator Full Power
12/23/01 1600 1157 100 Turbine/Generator Full Power
12/23/01 1700 1157 100 Turbine/Generator Full Power
12/23/01 1800 1157 100 Turbine/Generator Full Power
12/23/01 1900 1157 100 Turbine/Generator Full Power
12/23/01 2000 1157 100 Turbine/Generator Full Power
12/23/01 2100 1157 100 Turbine/Generator Full Power
12/23/01 2200 1156 100 Turbine/Generator Full Power
12/23/01 2300 1156 100 Turbine/Generator Full Power
12/23/01 2400 1156 100 Turbine/Generator Full Power
12/24/01 0100 1156 100 Turbine/Generator Full Power
12/24/01 0200 1156 100 Turbine/Generator Full Power
12/24/01 0300 1156 100 Turbine/Generator Full Power
12/24/01 0400 1156 100 Turbine/Generator Full Power
12/24/01 0500 1156 100 Turbine/Generator Full Power
12/24/01 0600 1156 100 Turbine/Generator Full Power
12/24/01 0700 1156 100 Turbine/Generator Full Power
12/24/01 0800 1155 100 Turbine/Generator Full Power
12/24/01 0900 1156 100 Turbine/Generator Full Power



12/24/01 1000 1156 100 Turbine/Generator Full Power
12/24/01 1100 1156 100 Turbine/Generator Full Power
12/24/01 1200 1156 100 Turbine/Generator Full Power
12/24/01 1300 1155 100 Turbine/Generator Full Power
12/24/01 1400 1156 100 Turbine/Generator Full Power
12/24/01 1500 1156 100 Turbine/Generator Full Power
12/24/01 1600 1155 100 Turbine/Generator Full Power
12/24/01 1700 1156 100 Turbine/Generator Full Power
12/24/01 1800 1157 100 Turbine/Generator Full Power
12/24/01 1900 1157 100 Turbine/Generator Full Power
12/24/01 2000 1157 100 Turbine/Generator Full Power
12/24/01 2100 1156 100 Turbine/Generator Full Power
12/24/01 2200 1156 100 Turbine/Generator Full Power
12/24/01 2300 1156 100 Turbine/Generator Full Power
12/24/01 2400 1156 100 Turbine/Generator Full Power
12/25/01 0100 1156 99.9 Turbine/Generator Full Power
12/25/01 0200 1156 100 Turbine/Generator Full Power
12/25/01 0300 1157 100 Turbine/Generator Full Power
12/25/01 0400 1156 100 Turbine/Generator Full Power
12/25/01 0500 1156 100 Turbine/Generator Full Power
12/25/01 0600 1156 100 Turbine/Generator Full Power
12/25/01 0700 1156 99.9 Turbine/Generator Full Power
12/25/01 0800 1156 99.9 Turbine/Generator Full Power
12/25/01 0900 1156 100 Turbine/Generator Full Power
12/25/01 1000 1156 100 Turbine/Generator Full Power
12/25/01 1100 1155 100 Turbine/Generator Full Power
12/25/01 1200 1155 100 Turbine/Generator Full Power
12/25/01 1300 1155 100 Turbine/Generator Full Power
12/25/01 1400 1155 100 Turbine/Generator Full Power
12/25/01 1500 1155 100 Turbine/Generator Full Power
12/25/01 1600 1155 99.9 Turbine/Generator Full Power
12/25/01 1700 1155 100 Turbine/Generator Full Power
12/25/01 1800 1155 99.9 Turbine/Generator Full Power
12/25/01 1900 1155 99.9 Turbine/Generator Full Power
12/25/01 2000 1156 100 Turbine/Generator Full Power
12/25/01 2100 1156 100 Turbine/Generator Full Power
12/25/01 2200 1156 100 Turbine/Generator Full Power
12/25/01 2300 1156 100 Turbine/Generator Full Power
12/25/01 2400 1156 100 Turbine/Generator Full Power
12/26/01 0100 1156 100 Turbine/Generator Full Power
12/26/01 0200 1157 100 Turbine/Generator Full Power
12/26/01 0300 1157 100 Turbine/Generator Full Power
12/26/01 0400 1157 100 Turbine/Generator Full Power
12/26/01 0500 1157 100 Turbine/Generator Full Power
12/26/01 0600 1157 100 Turbine/Generator Full Power
12/26/01 0700 1157 100 Turbine/Generator Full Power
12/26/01 0800 1157 100 Turbine/Generator Full Power
12/26/01 0900 1157 100 Turbine/Generator Full Power
12/26/01 1000 1156 100 Turbine/Generator Full Power
12/26/01 1100 1156 100 Turbine/Generator Full Power
12/26/01 1200 1155 100 Turbine/Generator Full Power
12/26/01 1300 1155 100 Turbine/Generator Full Power
12/26/01 1400 1156 100 Turbine/Generator Full Power



12/26/01 1500 1155 100 Turbine/Generator Full Power
12/26/01 1600 1155 100 Turbine/Generator Full Power
12/26/01 1700 1155 99.9 Turbine/Generator Full Power
12/26/01 1800 1155 100 Turbine/Generator Full Power
12/26/01 1900 1155 100 Turbine/Generator Full Power
12/26/01 2000 1156 100 Turbine/Generator Full Power
12/26/01 2100 1155 100 Turbine/Generator Full Power
12/26/01 2200 1155 100 Turbine/Generator Full Power
12/26/01 2300 1155 100 Turbine/Generator Full Power
12/26/01 2400 1156 99.9 Turbine/Generator Full Power
12/27/01 0100 1156 100 Turbine/Generator Full Power
12/27/01 0200 1156 100 Turbine/Generator Full Power
12/27/01 0300 1156 100 Turbine/Generator Full Power
12/27/01 0400 1155 100 Turbine/Generator Full Power
12/27/01 0500 1156 100 Turbine/Generator Full Power
12/27/01 0600 1156 99.9 Turbine/Generator Full Power
12/27/01 0700 1156 100 Turbine/Generator Full Power
12/27/01 0800 1156 99.9 Turbine/Generator Full Power
12/27/01 0900 1156 100 Turbine/Generator Full Power
12/27/01 1000 1156 99.9 Turbine/Generator Full Power
12/27/01 1100 1156 100 Turbine/Generator Full Power
12/27/01 1200 1156 100 Turbine/Generator Full Power
12/27/01 1300 1155 100 Turbine/Generator Full Power
12/27/01 1400 1156 100 Turbine/Generator Full Power
12/27/01 1500 1156 100 Turbine/Generator Full Power
12/27/01 1600 1156 100 Turbine/Generator Full Power
12/27/01 1700 1156 100 Turbine/Generator Full Power
12/27/01 1800 1156 99.9 Turbine/Generator Full Power
12/27/01 1900 1155 99.9 Turbine/Generator Full Power
12/27/01 2000 1156 99.9 Turbine/Generator Full Power
12/27/01 2100 1155 99.9 Turbine/Generator Full Power
12/27/01 2200 1156 100 Turbine/Generator Full Power
12/27/01 2300 1155 99.9 Turbine/Generator Full Power
12/27/01 2400 1155 99.9 Turbine/Generator Full Power
12/28/01 0100 1155 100 Turbine/Generator Full Power
12/28/01 0200 1156 100 Turbine/Generator Full Power
12/28/01 0300 1156 100 Turbine/Generator Full Power
12/28/01 0400 1157 99.9 Turbine/Generator Full Power
12/28/01 0500 1157 100 Turbine/Generator Full Power
12/28/01 0600 1157 100 Turbine/Generator Full Power
12/28/01 0700 1155 99.9 Turbine/Generator Full Power
12/28/01 0800 1156 100 Turbine/Generator Full Power
12/28/01 0900 1156 100 Turbine/Generator Full Power
12/28/01 1000 1156 100 Turbine/Generator Full Power
12/28/01 1100 1156 100 Turbine/Generator Full Power
12/28/01 1200 1156 100 Turbine/Generator Full Power
12/28/01 1300 1156 101 Turbine/Generator Full Power
12/28/01 1400 1155 101 Turbine/Generator Full Power
12/28/01 1500 1156 101 Turbine/Generator Full Power
12/28/01 1600 1157 101 Turbine/Generator Full Power
12/28/01 1700 1156 101 Turbine/Generator Full Power
12/28/01 1800 1157 101 Turbine/Generator Full Power
12/28/01 1900 1155 101 Turbine/Generator Full Power



12/28/01 2000 1154 101 Turbine/Generator Full Power
12/28/01 2100 1155 101 Turbine/Generator Full Power
12/28/01 2200 1155 100 Turbine/Generator Full Power
12/28/01 2300 1154 99.9 Turbine/Generator Full Power
12/28/01 2400 1155 99.9 Turbine/Generator Full Power
12/29/01 0100 1155 99.9 Turbine/Generator Full Power
12/29/01 0200 1156 99.9 Turbine/Generator Full Power
12/29/01 0300 1156 99.9 Turbine/Generator Full Power
12/29/01 0400 1155 99.9 Turbine/Generator Full Power
12/29/01 0500 1156 100 Turbine/Generator Full Power
12/29/01 0600 1155 99.9 Turbine/Generator Full Power
12/29/01 0700 1156 99.9 Turbine/Generator Full Power
12/29/01 0800 1156 100 Turbine/Generator Full Power
12/29/01 0900 1156 100 Turbine/Generator Full Power
12/29/01 1000 1156 100 Turbine/Generator Full Power
12/29/01 1100 1156 100 Turbine/Generator Full Power
12/29/01 1200 1156 100 Turbine/Generator Full Power
12/29/01 1300 1156 100 Turbine/Generator Full Power
12/29/01 1400 1156 100 Turbine/Generator Full Power
12/29/01 1500 1156 100 Turbine/Generator Full Power
12/29/01 1600 1156 100 Turbine/Generator Full Power
12/29/01 1700 1156 100 Turbine/Generator Full Power
12/29/01 1800 1156 100 Turbine/Generator Full Power
12/29/01 1900 1156 100 Turbine/Generator Full Power
12/29/01 2000 1157 100 Turbine/Generator Full Power
12/29/01 2100 1155 100 Turbine/Generator Full Power
12/29/01 2200 1155 100 Turbine/Generator Full Power
12/29/01 2300 1155 99.9 Turbine/Generator Full Power
12/29/01 2400 1156 100 Turbine/Generator Full Power
12/30/01 0100 1155 99.9 Turbine/Generator Full Power
12/30/01 0200 1154 100 Turbine/Generator Full Power
12/30/01 0300 1155 99.9 Turbine/Generator Full Power
12/30/01 0400 1155 100 Turbine/Generator Full Power
12/30/01 0500 1155 100 Turbine/Generator Full Power
12/30/01 0600 1156 100 Turbine/Generator Full Power
12/30/01 0700 1155 100 Turbine/Generator Full Power
12/30/01 0800 1156 99.9 Turbine/Generator Full Power
12/30/01 0900 1156 100 Turbine/Generator Full Power
12/30/01 1000 1156 100 Turbine/Generator Full Power
12/30/01 1100 1156 100 Turbine/Generator Full Power
12/30/01 1200 1156 100 Turbine/Generator Full Power
12/30/01 1300 1156 100 Turbine/Generator Full Power
12/30/01 1400 1155 100 Turbine/Generator Full Power
12/30/01 1500 1156 100 Turbine/Generator Full Power
12/30/01 1600 1155 100 Turbine/Generator Full Power
12/30/01 1700 1156 100 Turbine/Generator Full Power
12/30/01 1800 1156 100 Turbine/Generator Full Power
12/30/01 1900 1155 100 Turbine/Generator Full Power
12/30/01 2000 1154 100 Turbine/Generator Full Power
12/30/01 2100 1154 100 Turbine/Generator Full Power
12/30/01 2200 1155 100 Turbine/Generator Full Power
12/30/01 2300 1154 100 Turbine/Generator Full Power
12/30/01 2400 1156 100 Turbine/Generator Full Power



12/31/01 0100 1154 100 Turbine/Generator Full Power
12/31/01 0200 1155 100 Turbine/Generator Full Power
12/31/01 0300 1154 100 Turbine/Generator Full Power
12/31/01 0400 1155 100 Turbine/Generator Full Power
12/31/01 0500 1154 100 Turbine/Generator Full Power
12/31/01 0600 1155 99.9 Turbine/Generator Full Power
12/31/01 0700 1155 100 Turbine/Generator Full Power
12/31/01 0800 1156 100 Turbine/Generator Full Power
12/31/01 0900 1155 100 Turbine/Generator Full Power
12/31/01 1000 1156 100 Turbine/Generator Full Power
12/31/01 1100 1155 100 Turbine/Generator Full Power
12/31/01 1200 1156 100 Turbine/Generator Full Power
12/31/01 1300 1156 100 Turbine/Generator Full Power
12/31/01 1400 1156 100 Turbine/Generator Full Power
12/31/01 1500 1156 100 Turbine/Generator Full Power
12/31/01 1600 1156 100 Turbine/Generator Full Power
12/31/01 1700 1156 100 Turbine/Generator Full Power
12/31/01 1800 1156 100 Turbine/Generator Full Power
12/31/01 1900 1156 100 Turbine/Generator Full Power
12/31/01 2000 1156 100 Turbine/Generator Full Power
12/31/01 2100 1156 100 Turbine/Generator Full Power
12/31/01 2200 1156 100 Turbine/Generator Full Power
12/31/01 2300 1156 100 Turbine/Generator Full Power
12/31/01 2400 1156 100 Turbine/Generator Full Power



SDO - Summary of Daily Operations
Unit-2 2001
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
data is updated in DCPP Gen Stats automatically 
Date Processed:  2-28-2003
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate2 OpHour2 PowerLevel2 RxPercent2
01/01/01 0100 1152 100 Turbine/Generator Full Power
01/01/01 0200 1152 100 Turbine/Generator Full Power
01/01/01 0300 1151 100 Turbine/Generator Full Power
01/01/01 0400 1153 100 Turbine/Generator Full Power
01/01/01 0500 1152 100 Turbine/Generator Full Power
01/01/01 0600 1152 100 Turbine/Generator Full Power
01/01/01 0700 1151 100 Turbine/Generator Full Power
01/01/01 0800 1152 100 Turbine/Generator Full Power
01/01/01 0900 1152 100 Turbine/Generator Full Power
01/01/01 1000 1152 100 Turbine/Generator Full Power
01/01/01 1100 1152 100 Turbine/Generator Full Power
01/01/01 1200 1152 100 Turbine/Generator Full Power
01/01/01 1300 1152 99.9 Turbine/Generator Full Power
01/01/01 1400 1152 100.1 Turbine/Generator Full Power
01/01/01 1500 1152 100 Turbine/Generator Full Power
01/01/01 1600 1152 100 Turbine/Generator Full Power
01/01/01 1700 1152 100 Turbine/Generator Full Power
01/01/01 1800 1152 100 Turbine/Generator Full Power
01/01/01 1900 1152 100 Turbine/Generator Full Power
01/01/01 2000 1152 100 Turbine/Generator Full Power
01/01/01 2100 1152 100 Turbine/Generator Full Power
01/01/01 2200 1151 100 Turbine/Generator Full Power
01/01/01 2300 1153 100 Turbine/Generator Full Power
01/01/01 2400 1151 100 Turbine/Generator Full Power
01/02/01 0100 1151 100 Turbine/Generator Full Power
01/02/01 0200 1152 100 Turbine/Generator Full Power
01/02/01 0300 1153 100 Turbine/Generator Full Power
01/02/01 0400 1152 100 Turbine/Generator Full Power
01/02/01 0500 1152 100 Turbine/Generator Full Power
01/02/01 0600 1152 100 Turbine/Generator Full Power
01/02/01 0700 1152 99.9 Turbine/Generator Full Power
01/02/01 0800 1152 100 Turbine/Generator Full Power
01/02/01 0900 1152 100 Turbine/Generator Full Power
01/02/01 1000 1152 100 Turbine/Generator Full Power
01/02/01 1100 1152 100 Turbine/Generator Full Power
01/02/01 1200 1152 100 Turbine/Generator Full Power
01/02/01 1300 1152 100.1 Turbine/Generator Full Power
01/02/01 1400 1152 99.9 Turbine/Generator Full Power
01/02/01 1500 1152 100 Turbine/Generator Full Power
01/02/01 1600 1152 100 Turbine/Generator Full Power
01/02/01 1700 1152 100 Turbine/Generator Full Power
01/02/01 1800 1152 100 Turbine/Generator Full Power
01/02/01 1900 1152 100 Turbine/Generator Full Power



01/02/01 2000 1152 100 Turbine/Generator Full Power
01/02/01 2100 1152 100 Turbine/Generator Full Power
01/02/01 2200 1152 100 Turbine/Generator Full Power
01/02/01 2300 1153 100 Turbine/Generator Full Power
01/02/01 2400 1152 100 Turbine/Generator Full Power
01/03/01 0100 1152 100 Turbine/Generator Full Power
01/03/01 0200 1152 100 Turbine/Generator Full Power
01/03/01 0300 1152 99.9 Turbine/Generator Full Power
01/03/01 0400 1152 99.9 Turbine/Generator Full Power
01/03/01 0500 1152 100 Turbine/Generator Full Power
01/03/01 0600 1152 99.9 Turbine/Generator Full Power
01/03/01 0700 1152 100 Turbine/Generator Full Power
01/03/01 0800 1152 99.9 Turbine/Generator Full Power
01/03/01 0900 1151 99.9 Turbine/Generator Full Power
01/03/01 1000 1151 100.1 Turbine/Generator Full Power
01/03/01 1100 1150 100 Turbine/Generator Full Power
01/03/01 1200 1151 100 Turbine/Generator Full Power
01/03/01 1300 1151 100 Turbine/Generator Full Power
01/03/01 1400 1151 100 Turbine/Generator Full Power
01/03/01 1500 1151 100 Turbine/Generator Full Power
01/03/01 1600 1152 100 Turbine/Generator Full Power
01/03/01 1700 1152 100 Turbine/Generator Full Power
01/03/01 1800 1152 100 Turbine/Generator Full Power
01/03/01 1900 1152 100 Turbine/Generator Full Power
01/03/01 2000 1151 100 Turbine/Generator Full Power
01/03/01 2100 1151 100 Turbine/Generator Full Power
01/03/01 2200 1152 100 Turbine/Generator Full Power
01/03/01 2300 1152 100 Turbine/Generator Full Power
01/03/01 2400 1152 100 Turbine/Generator Full Power
01/04/01 0100 1151 100 Turbine/Generator Full Power
01/04/01 0200 1151 100 Turbine/Generator Full Power
01/04/01 0300 1152 100 Turbine/Generator Full Power
01/04/01 0400 1152 100 Turbine/Generator Full Power
01/04/01 0500 1151 99.9 Turbine/Generator Full Power
01/04/01 0600 1152 100 Turbine/Generator Full Power
01/04/01 0700 1152 100 Turbine/Generator Full Power
01/04/01 0800 1151 100 Turbine/Generator Full Power
01/04/01 0900 1151 100 Turbine/Generator Full Power
01/04/01 1000 1151 99.9 Turbine/Generator Full Power
01/04/01 1100 1152 100 Turbine/Generator Full Power
01/04/01 1200 1152 100 Turbine/Generator Full Power
01/04/01 1300 1151 100 Turbine/Generator Full Power
01/04/01 1400 1151 100 Turbine/Generator Full Power
01/04/01 1500 1152 100 Turbine/Generator Full Power
01/04/01 1600 1151 100 Turbine/Generator Full Power
01/04/01 1700 1152 100 Turbine/Generator Full Power
01/04/01 1800 1152 100 Turbine/Generator Full Power
01/04/01 1900 1152 100 Turbine/Generator Full Power
01/04/01 2000 1152 100 Turbine/Generator Full Power
01/04/01 2100 1151 100 Turbine/Generator Full Power
01/04/01 2200 1153 99.9 Turbine/Generator Full Power
01/04/01 2300 1151 99.9 Turbine/Generator Full Power
01/04/01 2400 1151 100 Turbine/Generator Full Power
01/05/01 0100 1151 100 Turbine/Generator Full Power



01/05/01 0200 1150 100 Turbine/Generator Full Power
01/05/01 0300 1151 100 Turbine/Generator Full Power
01/05/01 0400 1151 100 Turbine/Generator Full Power
01/05/01 0500 1151 100 Turbine/Generator Full Power
01/05/01 0600 1151 100 Turbine/Generator Full Power
01/05/01 0700 1151 99.9 Turbine/Generator Full Power
01/05/01 0800 1151 100 Turbine/Generator Full Power
01/05/01 0900 1152 100 Turbine/Generator Full Power
01/05/01 1000 1151 100 Turbine/Generator Full Power
01/05/01 1100 1151 100.1 Turbine/Generator Full Power
01/05/01 1200 1151 99.9 Turbine/Generator Full Power
01/05/01 1300 1151 100 Turbine/Generator Full Power
01/05/01 1400 1151 100 Turbine/Generator Full Power
01/05/01 1500 1152 99.9 Turbine/Generator Full Power
01/05/01 1600 1151 100 Turbine/Generator Full Power
01/05/01 1700 1152 99.9 Turbine/Generator Full Power
01/05/01 1800 1152 100.1 Turbine/Generator Full Power
01/05/01 1900 1151 100 Turbine/Generator Full Power
01/05/01 2000 1151 100 Turbine/Generator Full Power
01/05/01 2100 1151 100 Turbine/Generator Full Power
01/05/01 2200 1151 100 Turbine/Generator Full Power
01/05/01 2300 1151 100 Turbine/Generator Full Power
01/05/01 2400 1151 100 Turbine/Generator Full Power
01/06/01 0100 1151 100 Turbine/Generator Full Power
01/06/01 0200 1150 100 Turbine/Generator Full Power
01/06/01 0300 1151 100 Turbine/Generator Full Power
01/06/01 0400 1150 100 Turbine/Generator Full Power
01/06/01 0500 1151 100 Turbine/Generator Full Power
01/06/01 0600 1151 100 Turbine/Generator Full Power
01/06/01 0700 1152 100 Turbine/Generator Full Power
01/06/01 0800 1151 100 Turbine/Generator Full Power
01/06/01 0900 1151 100 Turbine/Generator Full Power
01/06/01 1000 1151 100 Turbine/Generator Full Power
01/06/01 1100 1151 100 Turbine/Generator Full Power
01/06/01 1200 1150 100 Turbine/Generator Full Power
01/06/01 1300 1150 100 Turbine/Generator Full Power
01/06/01 1400 1150 100 Turbine/Generator Full Power
01/06/01 1500 1151 100 Turbine/Generator Full Power
01/06/01 1600 1151 100 Turbine/Generator Full Power
01/06/01 1700 1150 99.9 Turbine/Generator Full Power
01/06/01 1800 1151 100 Turbine/Generator Full Power
01/06/01 1900 1151 100.1 Turbine/Generator Full Power
01/06/01 2000 1150 100 Turbine/Generator Full Power
01/06/01 2100 1151 100 Turbine/Generator Full Power
01/06/01 2200 1150 100 Turbine/Generator Full Power
01/06/01 2300 1150 100 Turbine/Generator Full Power
01/06/01 2400 1150 100 Turbine/Generator Full Power
01/07/01 0100 1150 100 Turbine/Generator Full Power
01/07/01 0200 1150 100 Turbine/Generator Full Power
01/07/01 0300 1149 100 Turbine/Generator Full Power
01/07/01 0400 1150 100 Turbine/Generator Full Power
01/07/01 0500 1150 100 Turbine/Generator Full Power
01/07/01 0600 1150 100 Turbine/Generator Full Power
01/07/01 0700 1151 100 Turbine/Generator Full Power



01/07/01 0800 1151 100 Turbine/Generator Full Power
01/07/01 0900 1151 100.1 Turbine/Generator Full Power
01/07/01 1000 1150 99.9 Turbine/Generator Full Power
01/07/01 1100 1151 100 Turbine/Generator Full Power
01/07/01 1200 1150 99.9 Turbine/Generator Full Power
01/07/01 1300 1150 100 Turbine/Generator Full Power
01/07/01 1400 1150 99.9 Turbine/Generator Full Power
01/07/01 1500 1150 99.9 Turbine/Generator Full Power
01/07/01 1600 1151 100 Turbine/Generator Full Power
01/07/01 1700 1150 100 Turbine/Generator Full Power
01/07/01 1800 1151 100 Turbine/Generator Full Power
01/07/01 1900 1150 99.9 Turbine/Generator Full Power
01/07/01 2000 1150 100 Turbine/Generator Full Power
01/07/01 2100 1150 100 Turbine/Generator Full Power
01/07/01 2200 1150 99.6 Turbine/Generator Full Power
01/07/01 2300 1150 100 Turbine/Generator Full Power
01/07/01 2400 1150 99.9 Turbine/Generator Full Power
01/08/01 0100 1150 100 Turbine/Generator Full Power
01/08/01 0200 1151 100 Turbine/Generator Full Power
01/08/01 0300 1151 100 Turbine/Generator Full Power
01/08/01 0400 1151 100 Turbine/Generator Full Power
01/08/01 0500 1150 99.9 Turbine/Generator Full Power
01/08/01 0600 1151 100 Turbine/Generator Full Power
01/08/01 0700 1150 100 Turbine/Generator Full Power
01/08/01 0800 1150 99.9 Turbine/Generator Full Power
01/08/01 0900 1150 99.9 Turbine/Generator Full Power
01/08/01 1000 1150 100 Turbine/Generator Full Power
01/08/01 1100 1150 99.9 Turbine/Generator Full Power
01/08/01 1200 1150 100 Turbine/Generator Full Power
01/08/01 1300 1150 100 Turbine/Generator Full Power
01/08/01 1400 1150 100 Turbine/Generator Full Power
01/08/01 1500 1150 99.9 Turbine/Generator Full Power
01/08/01 1600 1149 99.9 Turbine/Generator Full Power
01/08/01 1700 1150 100 Turbine/Generator Full Power
01/08/01 1800 1140 99.9 Turbine/Generator Full Power
01/08/01 1900 1150 100 Turbine/Generator Full Power
01/08/01 2000 1150 100 Turbine/Generator Full Power
01/08/01 2100 1150 99.9 Turbine/Generator Full Power
01/08/01 2200 1150 100 Turbine/Generator Full Power
01/08/01 2300 1150 99.9 Turbine/Generator Full Power
01/08/01 2400 1150 100 Turbine/Generator Full Power
01/09/01 0100 1150 100 Turbine/Generator Full Power
01/09/01 0200 1150 100 Turbine/Generator Full Power
01/09/01 0300 1151 100 Turbine/Generator Full Power
01/09/01 0400 1150 99.9 Turbine/Generator Full Power
01/09/01 0500 1150 100 Turbine/Generator Full Power
01/09/01 0600 1151 100 Turbine/Generator Full Power
01/09/01 0700 1150 100 Turbine/Generator Full Power
01/09/01 0800 1150 100 Turbine/Generator Full Power
01/09/01 0900 1151 99.9 Turbine/Generator Full Power
01/09/01 1000 1150 100 Turbine/Generator Full Power
01/09/01 1100 1150 100 Turbine/Generator Full Power
01/09/01 1200 1150 100 Turbine/Generator Full Power
01/09/01 1300 1150 100 Turbine/Generator Full Power



01/09/01 1400 1150 100 Turbine/Generator Full Power
01/09/01 1500 1150 100 Turbine/Generator Full Power
01/09/01 1600 1149 100 Turbine/Generator Full Power
01/09/01 1700 1150 100 Turbine/Generator Full Power
01/09/01 1800 1149 100 Turbine/Generator Full Power
01/09/01 1900 1150 100 Turbine/Generator Full Power
01/09/01 2000 1150 100 Turbine/Generator Full Power
01/09/01 2100 1150 100 Turbine/Generator Full Power
01/09/01 2200 1151 100 Turbine/Generator Full Power
01/09/01 2300 1151 100 Turbine/Generator Full Power
01/09/01 2400 1149 100.1 Turbine/Generator Full Power
01/10/01 0100 1150 100 Turbine/Generator Full Power
01/10/01 0200 1152 100 Turbine/Generator Full Power
01/10/01 0300 1151 100 Turbine/Generator Full Power
01/10/01 0400 1150 100 Turbine/Generator Full Power
01/10/01 0500 1150 100 Turbine/Generator Full Power
01/10/01 0600 1150 100 Turbine/Generator Full Power
01/10/01 0700 1150 100 Turbine/Generator Full Power
01/10/01 0800 1151 100 Turbine/Generator Full Power
01/10/01 0900 1151 100 Turbine/Generator Full Power
01/10/01 1000 1151 100 Turbine/Generator Full Power
01/10/01 1100 1150 99.9 Turbine/Generator Full Power
01/10/01 1200 1151 100 Turbine/Generator Full Power
01/10/01 1300 1151 100 Turbine/Generator Full Power
01/10/01 1400 1151 100 Turbine/Generator Full Power
01/10/01 1500 1150 100 Turbine/Generator Full Power
01/10/01 1600 1149 100 16:09 started ramp-down to 20% due to high seas.
01/10/01 1700 991 86.8 Curtailed for high seas.
01/10/01 1800 809 71.8 Curtailed for high seas.
01/10/01 1900 628 56.8 Curtailed for high seas.
01/10/01 2000 478 46.4 Curtailed for high seas.
01/10/01 2100 358 36.3 Curtailed for high seas.
01/10/01 2200 240 26.7 22:39 Ramp-down complete
01/10/01 2300 160 20.7 Curtailed for high seas.
01/10/01 2400 160 20.8 Curtailed for high seas.
01/11/01 0100 159 21.1 Curtailed for high seas.
01/11/01 0200 159 21.3 Curtailed for high seas.
01/11/01 0300 159 21.4 Curtailed for high seas.
01/11/01 0400 159 21.4 Curtailed for high seas.
01/11/01 0500 158 21.5 Curtailed for high seas.
01/11/01 0600 158 21.6 Curtailed for high seas.
01/11/01 0700 158 21.1 Curtailed for high seas.
01/11/01 0800 144 21.4 Curtailed for high seas.
01/11/01 0900 144 21.2 Curtailed for high seas.
01/11/01 1000 143 21.3 Curtailed for high seas.
01/11/01 1100 144 21.1 Curtailed for high seas.
01/11/01 1200 144 21.3 Curtailed for high seas.
01/11/01 1300 144 21 Curtailed for high seas.
01/11/01 1400 143 21.1 Curtailed for high seas.
01/11/01 1500 143 20.8 Curtailed for high seas.
01/11/01 1600 143 21 Curtailed for high seas.
01/11/01 1700 144 20.9 Curtailed for high seas.
01/11/01 1800 144 21 Curtailed for high seas.
01/11/01 1900 145 21.1 Curtailed for high seas.



01/11/01 2000 144 21 Curtailed for high seas.
01/11/01 2100 143 21.1 21:13 Ramp-up started
01/11/01 2200 251 29.5 Ramp-up to full power.
01/11/01 2300 429 45 Ramp-up to full power.
01/11/01 2400 489 49.9 Ramp-up to full power.
01/12/01 0100 587 55.1 Ramp-up to full power.
01/12/01 0200 766 69.1 Ramp-up to full power.
01/12/01 0300 946 83.3 Ramp-up to full power.
01/12/01 0400 1093 95 Ramp-up to full power.
01/12/01 0500 1108 95.6 Ramp-up to full power.
01/12/01 0600 1098 94.7 Ramp-up to full power.
01/12/01 0700 1117 96.5 Ramp-up to full power.
01/12/01 0800 1136 98.6 Ramp-up to full power.
01/12/01 0900 1141 99.9 Ramp-up to full power.
01/12/01 1000 1149 99.9 Ramp-up to full power.
01/12/01 1100 1147 99.6 Ramp-up to full power.
01/12/01 1200 1148 99.8 Ramp-up to full power.
01/12/01 1300 1147 99.9 100% power RX and Turbine.
01/12/01 1400 1150 100 Turbine/Generator Full Power
01/12/01 1500 1150 100 Turbine/Generator Full Power
01/12/01 1600 1149 99.9 Turbine/Generator Full Power
01/12/01 1700 1150 100 Turbine/Generator Full Power
01/12/01 1800 1150 100 Turbine/Generator Full Power
01/12/01 1900 1150 100 Turbine/Generator Full Power
01/12/01 2000 1150 100 Turbine/Generator Full Power
01/12/01 2100 1150 100 Turbine/Generator Full Power
01/12/01 2200 1151 100 Turbine/Generator Full Power
01/12/01 2300 1150 99.9 Turbine/Generator Full Power
01/12/01 2400 1150 100 Turbine/Generator Full Power
01/13/01 0100 1149 99.9 Turbine/Generator Full Power
01/13/01 0200 1150 100 Turbine/Generator Full Power
01/13/01 0300 1150 99.9 Turbine/Generator Full Power
01/13/01 0400 1150 100 Turbine/Generator Full Power
01/13/01 0500 1151 100 Turbine/Generator Full Power
01/13/01 0600 1150 100 Turbine/Generator Full Power
01/13/01 0700 1150 100 Turbine/Generator Full Power
01/13/01 0800 1150 100 Turbine/Generator Full Power
01/13/01 0900 1151 100 Turbine/Generator Full Power
01/13/01 1000 1152 100.1 Turbine/Generator Full Power
01/13/01 1100 1150 99.9 Turbine/Generator Full Power
01/13/01 1200 1151 100 Turbine/Generator Full Power
01/13/01 1300 1150 99.9 Turbine/Generator Full Power
01/13/01 1400 1150 100 Turbine/Generator Full Power
01/13/01 1500 1150 100 Turbine/Generator Full Power
01/13/01 1600 1151 100 Turbine/Generator Full Power
01/13/01 1700 1150 99.9 Turbine/Generator Full Power
01/13/01 1800 1151 100 Turbine/Generator Full Power
01/13/01 1900 1151 100 Turbine/Generator Full Power
01/13/01 2000 1151 100 Turbine/Generator Full Power
01/13/01 2100 1151 100 Turbine/Generator Full Power
01/13/01 2200 1151 100 Turbine/Generator Full Power
01/13/01 2300 1150 99.9 Turbine/Generator Full Power
01/13/01 2400 1150 99.9 Turbine/Generator Full Power
01/14/01 0100 1151 100 Turbine/Generator Full Power



01/14/01 0200 1151 100 Turbine/Generator Full Power
01/14/01 0300 1151 100 Turbine/Generator Full Power
01/14/01 0400 1151 100 Turbine/Generator Full Power
01/14/01 0500 1151 100 Turbine/Generator Full Power
01/14/01 0600 1151 100 Turbine/Generator Full Power
01/14/01 0700 1151 100 Turbine/Generator Full Power
01/14/01 0800 1150 100 Turbine/Generator Full Power
01/14/01 0900 1150 100 Turbine/Generator Full Power
01/14/01 1000 1150 100 Turbine/Generator Full Power
01/14/01 1100 1150 100 Turbine/Generator Full Power
01/14/01 1200 1150 99.9 Turbine/Generator Full Power
01/14/01 1300 1150 100 Turbine/Generator Full Power
01/14/01 1400 1150 100 Turbine/Generator Full Power
01/14/01 1500 1150 100 Turbine/Generator Full Power
01/14/01 1600 1150 100 Turbine/Generator Full Power
01/14/01 1700 1150 100 Turbine/Generator Full Power
01/14/01 1800 1149 100 Turbine/Generator Full Power
01/14/01 1900 1140 99.9 Turbine/Generator Full Power
01/14/01 2000 1149 99.9 Turbine/Generator Full Power
01/14/01 2100 1149 99.9 Turbine/Generator Full Power
01/14/01 2200 1150 99.9 Turbine/Generator Full Power
01/14/01 2300 1149 99.9 Turbine/Generator Full Power
01/14/01 2400 1149 100 Turbine/Generator Full Power
01/15/01 0100 1150 99.9 Turbine/Generator Full Power
01/15/01 0200 1150 99.9 Turbine/Generator Full Power
01/15/01 0300 1150 99.9 Turbine/Generator Full Power
01/15/01 0400 1150 99.9 Turbine/Generator Full Power
01/15/01 0500 1150 100 Turbine/Generator Full Power
01/15/01 0600 1149 100 Turbine/Generator Full Power
01/15/01 0700 1150 99.9 Turbine/Generator Full Power
01/15/01 0800 1150 99.9 Turbine/Generator Full Power
01/15/01 0900 1150 100 Turbine/Generator Full Power
01/15/01 1000 1150 100 Turbine/Generator Full Power
01/15/01 1100 1150 99.9 Turbine/Generator Full Power
01/15/01 1200 1151 100 Turbine/Generator Full Power
01/15/01 1300 1150 100 Turbine/Generator Full Power
01/15/01 1400 1150 100 Turbine/Generator Full Power
01/15/01 1500 1151 100 Turbine/Generator Full Power
01/15/01 1600 1151 99.9 Turbine/Generator Full Power
01/15/01 1700 1151 100.1 Turbine/Generator Full Power
01/15/01 1800 1151 100 Turbine/Generator Full Power
01/15/01 1900 1151 99.9 Turbine/Generator Full Power
01/15/01 2000 1150 99.9 Turbine/Generator Full Power
01/15/01 2100 1150 100 Turbine/Generator Full Power
01/15/01 2200 1150 100 Turbine/Generator Full Power
01/15/01 2300 1151 100.1 Turbine/Generator Full Power
01/15/01 2400 1151 100 Turbine/Generator Full Power
01/16/01 0100 1150 100 Turbine/Generator Full Power
01/16/01 0200 1150 100 Turbine/Generator Full Power
01/16/01 0300 1150 100 Turbine/Generator Full Power
01/16/01 0400 1150 100 Turbine/Generator Full Power
01/16/01 0500 1150 100 Turbine/Generator Full Power
01/16/01 0600 1150 100 Turbine/Generator Full Power
01/16/01 0700 1150 100 Turbine/Generator Full Power



01/16/01 0800 1150 100 Turbine/Generator Full Power
01/16/01 0900 1151 100 Turbine/Generator Full Power
01/16/01 1000 1149 100 Turbine/Generator Full Power
01/16/01 1100 1149 99.9 Turbine/Generator Full Power
01/16/01 1200 1150 100 Turbine/Generator Full Power
01/16/01 1300 1149 100 Turbine/Generator Full Power
01/16/01 1400 1149 100 Turbine/Generator Full Power
01/16/01 1500 1149 99.9 Turbine/Generator Full Power
01/16/01 1600 1151 100 Turbine/Generator Full Power
01/16/01 1700 1151 100 Turbine/Generator Full Power
01/16/01 1800 1151 100 Turbine/Generator Full Power
01/16/01 1900 1151 100 Turbine/Generator Full Power
01/16/01 2000 1151 100 Turbine/Generator Full Power
01/16/01 2100 1151 100 Turbine/Generator Full Power
01/16/01 2200 1151 100 Turbine/Generator Full Power
01/16/01 2300 1151 100 Turbine/Generator Full Power
01/16/01 2400 1151 100 Turbine/Generator Full Power
01/17/01 0100 1151 100 Turbine/Generator Full Power
01/17/01 0200 1151 100 Turbine/Generator Full Power
01/17/01 0300 1151 100 Turbine/Generator Full Power
01/17/01 0400 1151 100 Turbine/Generator Full Power
01/17/01 0500 1152 100 Turbine/Generator Full Power
01/17/01 0600 1151 100 Turbine/Generator Full Power
01/17/01 0700 1152 100 Turbine/Generator Full Power
01/17/01 0800 1152 100 Turbine/Generator Full Power
01/17/01 0900 1152 99.9 Turbine/Generator Full Power
01/17/01 1000 1152 100 Turbine/Generator Full Power
01/17/01 1100 1153 100 Turbine/Generator Full Power
01/17/01 1200 1151 99.9 Turbine/Generator Full Power
01/17/01 1300 1151 99.9 Turbine/Generator Full Power
01/17/01 1400 1151 99.9 Turbine/Generator Full Power
01/17/01 1500 1152 100 Turbine/Generator Full Power
01/17/01 1600 1150 99.9 Turbine/Generator Full Power
01/17/01 1700 1151 100 Turbine/Generator Full Power
01/17/01 1800 1151 100 Turbine/Generator Full Power
01/17/01 1900 1150 100 Turbine/Generator Full Power
01/17/01 2000 1150 100 Turbine/Generator Full Power
01/17/01 2100 1151 100 Turbine/Generator Full Power
01/17/01 2200 1150 100 Turbine/Generator Full Power
01/17/01 2300 1151 100 Turbine/Generator Full Power
01/17/01 2400 1151 100 Turbine/Generator Full Power
01/18/01 0100 1151 100 Turbine/Generator Full Power
01/18/01 0200 1151 100 Turbine/Generator Full Power
01/18/01 0300 1151 100 Turbine/Generator Full Power
01/18/01 0400 1150 100 Turbine/Generator Full Power
01/18/01 0500 1151 100 Turbine/Generator Full Power
01/18/01 0600 1152 100 Turbine/Generator Full Power
01/18/01 0700 1152 100 Turbine/Generator Full Power
01/18/01 0800 1151 99.9 Turbine/Generator Full Power
01/18/01 0900 1151 100 Turbine/Generator Full Power
01/18/01 1000 1153 100 Turbine/Generator Full Power
01/18/01 1100 1152 100 Turbine/Generator Full Power
01/18/01 1200 1151 100 Turbine/Generator Full Power
01/18/01 1300 1151 99.9 Turbine/Generator Full Power



01/18/01 1400 1151 100 Turbine/Generator Full Power
01/18/01 1500 1150 100 Turbine/Generator Full Power
01/18/01 1600 1150 100 Turbine/Generator Full Power
01/18/01 1700 1152 100 Turbine/Generator Full Power
01/18/01 1800 1152 100 Turbine/Generator Full Power
01/18/01 1900 1151 100 Turbine/Generator Full Power
01/18/01 2000 1151 100 Turbine/Generator Full Power
01/18/01 2100 1151 100 Turbine/Generator Full Power
01/18/01 2200 1151 100 Turbine/Generator Full Power
01/18/01 2300 1151 100 Turbine/Generator Full Power
01/18/01 2400 1151 100 Turbine/Generator Full Power
01/19/01 0100 1150 100 Turbine/Generator Full Power
01/19/01 0200 1150 100 Turbine/Generator Full Power
01/19/01 0300 1150 99.9 Turbine/Generator Full Power
01/19/01 0400 1150 100 Turbine/Generator Full Power
01/19/01 0500 1151 100 Turbine/Generator Full Power
01/19/01 0600 1151 100 Turbine/Generator Full Power
01/19/01 0700 1150 100 Turbine/Generator Full Power
01/19/01 0800 1150 100 Turbine/Generator Full Power
01/19/01 0900 1150 100 Turbine/Generator Full Power
01/19/01 1000 1150 99.9 Turbine/Generator Full Power
01/19/01 1100 1150 100 Turbine/Generator Full Power
01/19/01 1200 1150 99.9 Turbine/Generator Full Power
01/19/01 1300 1149 99.9 Turbine/Generator Full Power
01/19/01 1400 1150 100 Turbine/Generator Full Power
01/19/01 1500 1150 100 Turbine/Generator Full Power
01/19/01 1600 1149 100 Turbine/Generator Full Power
01/19/01 1700 1149 100 Turbine/Generator Full Power
01/19/01 1800 1150 100 Turbine/Generator Full Power
01/19/01 1900 1151 100 Turbine/Generator Full Power
01/19/01 2000 1150 100 20:28 started ramp-down to 50% to repair leaking drain
01/19/01 2100 1048 91.5 line on MFWP 2-2.
01/19/01 2200 794 72
01/19/01 2300 582 54.7 23:24 reached 50% power per Shift Mgr T/O Report.
01/19/01 2400 554 52.3
01/20/01 0100 553 52.8
01/20/01 0200 552 52.9 02:43 started unexpected ramp-down to 30% due to 
01/20/01 0300 495 50.8 MFWP 2-1 to carry water load when MFWP 2-2 was being
01/20/01 0400 431 45.2 removed from service.
01/20/01 0500 432 45.3 03:21 ramp-down to 45% power complete.  Did not have
01/20/01 0600 433 45.6 to continue down to 30%.
01/20/01 0700 433 45.3 07:59 started ramp-up to 50%.
01/20/01 0800 433 45.2
01/20/01 0900 482 49.3 09:10 ramp-up to 50% power complete. 
01/20/01 1000 490 50.1 Holding at 50%
01/20/01 1100 488 49.7 Holding at 50%
01/20/01 1200 488 49.6 Holding at 50%
01/20/01 1300 488 49.7 Holding at 50%
01/20/01 1400 488 49.6 Holding at 50%
01/20/01 1500 487 49.3 Holding at 50%
01/20/01 1600 489 49.2 Holding at 50%
01/20/01 1700 487 49 Holding at 50%
01/20/01 1800 488 49 Holding at 50%
01/20/01 1900 510 48.8 Holding at 50%



01/20/01 2000 511 49 Holding at 50%
01/20/01 2100 513 48.9 Holding at 50%
01/20/01 2200 513 48.8 Holding at 50%
01/20/01 2300 513 48.7 Holding at 50%
01/20/01 2400 514 49.1 Holding at 50%
01/21/01 0100 511 48.5 Holding at 50%
01/21/01 0200 511 48.6 Holding at 50%
01/21/01 0300 491 48.9 03:15 started ramp-up from 50% to 100%.
01/21/01 0400 645 59.1 Ramp-up to full power.
01/21/01 0500 889 77.4 Ramp-up to full power.
01/21/01 0600 1067 92.3 Ramp-up to full power.
01/21/01 0700 1101 94.7 Ramp-up to full power.
01/21/01 0800 1102 94.7 Ramp-up to full power.
01/21/01 0900 1102 94.8 Ramp-up to full power.
01/21/01 1000 1102 94.8 Ramp-up to full power.
01/21/01 1100 1104 94.8 Ramp-up to full power.
01/21/01 1200 1122 97.1 Ramp-up to full power.
01/21/01 1300 1150 99.8 Ramp-up to full power.
01/21/01 1400 1144 99.7 Ramp-up to full power.
01/21/01 1500 1147 99.7 Ramp-up to full power.
01/21/01 1600 1148 99.7 Ramp-up to full power.
01/21/01 1700 1149 100 17:00 RX and T/G at 100%.
01/21/01 1800 1151 100 Turbine/Generator Full Power
01/21/01 1900 1151 100 Turbine/Generator Full Power
01/21/01 2000 1150 99.8 Turbine/Generator Full Power
01/21/01 2100 1150 99.9 Turbine/Generator Full Power
01/21/01 2200 1151 99.9 Turbine/Generator Full Power
01/21/01 2300 1151 100 Turbine/Generator Full Power
01/21/01 2400 1150 99.9 Turbine/Generator Full Power
01/22/01 0100 1151 100 Turbine/Generator Full Power
01/22/01 0200 1152 100 Turbine/Generator Full Power
01/22/01 0300 1152 100 Turbine/Generator Full Power
01/22/01 0400 1152 100 Turbine/Generator Full Power
01/22/01 0500 1151 99.9 Turbine/Generator Full Power
01/22/01 0600 1152 100 Turbine/Generator Full Power
01/22/01 0700 1152 100 Turbine/Generator Full Power
01/22/01 0800 1152 100 Turbine/Generator Full Power
01/22/01 0900 1151 99.9 Turbine/Generator Full Power
01/22/01 1000 1151 100 Turbine/Generator Full Power
01/22/01 1100 1152 100 Turbine/Generator Full Power
01/22/01 1200 1152 100 Turbine/Generator Full Power
01/22/01 1300 1152 100 Turbine/Generator Full Power
01/22/01 1400 1153 100 Turbine/Generator Full Power
01/22/01 1500 1152 100 Turbine/Generator Full Power
01/22/01 1600 1152 100 Turbine/Generator Full Power
01/22/01 1700 1152 100 Turbine/Generator Full Power
01/22/01 1800 1152 100 Turbine/Generator Full Power
01/22/01 1900 1153 100 Turbine/Generator Full Power
01/22/01 2000 1153 100 Turbine/Generator Full Power
01/22/01 2100 1152 100 Turbine/Generator Full Power
01/22/01 2200 1151 100.1 Turbine/Generator Full Power
01/22/01 2300 1152 100 Turbine/Generator Full Power
01/22/01 2400 1151 100 Turbine/Generator Full Power
01/23/01 0100 1151 100 Turbine/Generator Full Power



01/23/01 0200 1152 100 Turbine/Generator Full Power
01/23/01 0300 1151 99.9 Turbine/Generator Full Power
01/23/01 0400 1151 100 Turbine/Generator Full Power
01/23/01 0500 1152 100 Turbine/Generator Full Power
01/23/01 0600 1151 99.9 Turbine/Generator Full Power
01/23/01 0700 1151 100 Turbine/Generator Full Power
01/23/01 0800 1151 99.9 Turbine/Generator Full Power
01/23/01 0900 1152 100 Turbine/Generator Full Power
01/23/01 1000 1152 100 Turbine/Generator Full Power
01/23/01 1100 1152 100 Turbine/Generator Full Power
01/23/01 1200 1151 100 Turbine/Generator Full Power
01/23/01 1300 1151 100 Turbine/Generator Full Power
01/23/01 1400 1152 100 Turbine/Generator Full Power
01/23/01 1500 1151 100 Turbine/Generator Full Power
01/23/01 1600 1152 100 Turbine/Generator Full Power
01/23/01 1700 1151 99.9 Turbine/Generator Full Power
01/23/01 1800 1152 100 Turbine/Generator Full Power
01/23/01 1900 1151 100 Turbine/Generator Full Power
01/23/01 2000 1150 100 Turbine/Generator Full Power
01/23/01 2100 1151 100 Turbine/Generator Full Power
01/23/01 2200 1151 99.9 Turbine/Generator Full Power
01/23/01 2300 1151 100 Turbine/Generator Full Power
01/23/01 2400 1152 99.9 Turbine/Generator Full Power
01/24/01 0100 1151 99.9 Turbine/Generator Full Power
01/24/01 0200 1151 100 Turbine/Generator Full Power
01/24/01 0300 1151 100 Turbine/Generator Full Power
01/24/01 0400 1152 100 Turbine/Generator Full Power
01/24/01 0500 1152 100 Turbine/Generator Full Power
01/24/01 0600 1152 100.1 Turbine/Generator Full Power
01/24/01 0700 1152 100 Turbine/Generator Full Power
01/24/01 0800 1152 100 Turbine/Generator Full Power
01/24/01 0900 1152 100 Turbine/Generator Full Power
01/24/01 1000 1152 100 Turbine/Generator Full Power
01/24/01 1100 1151 100 Turbine/Generator Full Power
01/24/01 1200 1152 100 Turbine/Generator Full Power
01/24/01 1300 1152 100 Turbine/Generator Full Power
01/24/01 1400 1153 100 Turbine/Generator Full Power
01/24/01 1500 1151 100 Turbine/Generator Full Power
01/24/01 1600 1152 100 Turbine/Generator Full Power
01/24/01 1700 1152 100 Turbine/Generator Full Power
01/24/01 1800 1152 100 Turbine/Generator Full Power
01/24/01 1900 1152 100 Turbine/Generator Full Power
01/24/01 2000 1152 100 Turbine/Generator Full Power
01/24/01 2100 1152 100 Turbine/Generator Full Power
01/24/01 2200 1152 99.9 Turbine/Generator Full Power
01/24/01 2300 1153 100 Turbine/Generator Full Power
01/24/01 2400 1152 101.2 Turbine/Generator Full Power
01/25/01 0100 1152 100 Turbine/Generator Full Power
01/25/01 0200 1152 100 Turbine/Generator Full Power
01/25/01 0300 1152 100 Turbine/Generator Full Power
01/25/01 0400 1151 100 Turbine/Generator Full Power
01/25/01 0500 1152 100 Turbine/Generator Full Power
01/25/01 0600 1151 100 Turbine/Generator Full Power
01/25/01 0700 1151 100 Turbine/Generator Full Power



01/25/01 0800 1151 100 Turbine/Generator Full Power
01/25/01 0900 1151 100 Turbine/Generator Full Power
01/25/01 1000 1152 100 Turbine/Generator Full Power
01/25/01 1100 1152 100 Turbine/Generator Full Power
01/25/01 1200 1151 100 Turbine/Generator Full Power
01/25/01 1300 1151 100 Turbine/Generator Full Power
01/25/01 1400 1152 100 Turbine/Generator Full Power
01/25/01 1500 1152 100 Turbine/Generator Full Power
01/25/01 1600 1153 100 Turbine/Generator Full Power
01/25/01 1700 1152 100 Turbine/Generator Full Power
01/25/01 1800 1151 100 Turbine/Generator Full Power
01/25/01 1900 1152 100 Turbine/Generator Full Power
01/25/01 2000 1151 100 Turbine/Generator Full Power
01/25/01 2100 1151 100 Turbine/Generator Full Power
01/25/01 2200 1151 100 Turbine/Generator Full Power
01/25/01 2300 1151 100 Turbine/Generator Full Power
01/25/01 2400 1151 100 Turbine/Generator Full Power
01/26/01 0100 1150 100 Turbine/Generator Full Power
01/26/01 0200 1150 100 Turbine/Generator Full Power
01/26/01 0300 1150 100 Turbine/Generator Full Power
01/26/01 0400 1150 100 Turbine/Generator Full Power
01/26/01 0500 1150 100 Turbine/Generator Full Power
01/26/01 0600 1151 100 Turbine/Generator Full Power
01/26/01 0700 1150 100 Turbine/Generator Full Power
01/26/01 0800 1151 100 Turbine/Generator Full Power
01/26/01 0900 1151 100 Turbine/Generator Full Power
01/26/01 1000 1151 100 Turbine/Generator Full Power
01/26/01 1100 1151 100 Turbine/Generator Full Power
01/26/01 1200 1152 100 Turbine/Generator Full Power
01/26/01 1300 1152 100 Turbine/Generator Full Power
01/26/01 1400 1151 100 Turbine/Generator Full Power
01/26/01 1500 1151 100 Turbine/Generator Full Power
01/26/01 1600 1150 100 Turbine/Generator Full Power
01/26/01 1700 1151 100 Turbine/Generator Full Power
01/26/01 1800 1150 100 Turbine/Generator Full Power
01/26/01 1900 1151 100 Turbine/Generator Full Power
01/26/01 2000 1150 100 Turbine/Generator Full Power
01/26/01 2100 1150 99.9 Turbine/Generator Full Power
01/26/01 2200 1150 100 Turbine/Generator Full Power
01/26/01 2300 1150 100 Turbine/Generator Full Power
01/26/01 2400 1150 100 Turbine/Generator Full Power
01/27/01 0100 1150 100 Turbine/Generator Full Power
01/27/01 0200 1150 100 Turbine/Generator Full Power
01/27/01 0300 1149 100 Turbine/Generator Full Power
01/27/01 0400 1152 100 Turbine/Generator Full Power
01/27/01 0500 1149 100 Turbine/Generator Full Power
01/27/01 0600 1149 100 Turbine/Generator Full Power
01/27/01 0700 1149 100 Turbine/Generator Full Power
01/27/01 0800 1149 99.9 Turbine/Generator Full Power
01/27/01 0900 1151 99.9 Turbine/Generator Full Power
01/27/01 1000 1151 100 Turbine/Generator Full Power
01/27/01 1100 1151 100 Turbine/Generator Full Power
01/27/01 1200 1151 99.9 Turbine/Generator Full Power
01/27/01 1300 1151 100 Turbine/Generator Full Power



01/27/01 1400 1151 99.9 Turbine/Generator Full Power
01/27/01 1500 1151 100 Turbine/Generator Full Power
01/27/01 1600 1151 100 Turbine/Generator Full Power
01/27/01 1700 1151 100 Turbine/Generator Full Power
01/27/01 1800 1151 100 Turbine/Generator Full Power
01/27/01 1900 1151 100 Turbine/Generator Full Power
01/27/01 2000 1151 99.9 Turbine/Generator Full Power
01/27/01 2100 1150 100 Turbine/Generator Full Power
01/27/01 2200 1152 100 Turbine/Generator Full Power
01/27/01 2300 1152 99.9 Turbine/Generator Full Power
01/27/01 2400 1152 100 Turbine/Generator Full Power
01/28/01 0100 1151 100 Turbine/Generator Full Power
01/28/01 0200 1150 99.9 Turbine/Generator Full Power
01/28/01 0300 1152 100 Turbine/Generator Full Power
01/28/01 0400 1151 100 Turbine/Generator Full Power
01/28/01 0500 1151 100 Turbine/Generator Full Power
01/28/01 0600 1151 100 Turbine/Generator Full Power
01/28/01 0700 1151 100 Turbine/Generator Full Power
01/28/01 0800 1150 99.9 Turbine/Generator Full Power
01/28/01 0900 1151 100 Turbine/Generator Full Power
01/28/01 1000 1151 99.9 Turbine/Generator Full Power
01/28/01 1100 1151 100 Turbine/Generator Full Power
01/28/01 1200 1150 100 Turbine/Generator Full Power
01/28/01 1300 1150 100 Turbine/Generator Full Power
01/28/01 1400 1151 100 Turbine/Generator Full Power
01/28/01 1500 1151 100 Turbine/Generator Full Power
01/28/01 1600 1151 100 Turbine/Generator Full Power
01/28/01 1700 1150 100 Turbine/Generator Full Power
01/28/01 1800 1150 99.9 Turbine/Generator Full Power
01/28/01 1900 1150 99.9 Turbine/Generator Full Power
01/28/01 2000 1150 100 Turbine/Generator Full Power
01/28/01 2100 1151 99.9 Turbine/Generator Full Power
01/28/01 2200 1150 100 Turbine/Generator Full Power
01/28/01 2300 1150 100 Turbine/Generator Full Power
01/28/01 2400 1150 100 Turbine/Generator Full Power
01/29/01 0100 1150 100 Turbine/Generator Full Power
01/29/01 0200 1150 100 Turbine/Generator Full Power
01/29/01 0300 1150 100 Turbine/Generator Full Power
01/29/01 0400 1151 100 Turbine/Generator Full Power
01/29/01 0500 1151 100 Turbine/Generator Full Power
01/29/01 0600 1150 100 Turbine/Generator Full Power
01/29/01 0700 1150 100 Turbine/Generator Full Power
01/29/01 0800 1151 100 Turbine/Generator Full Power
01/29/01 0900 1151 100 Turbine/Generator Full Power
01/29/01 1000 1151 100 Turbine/Generator Full Power
01/29/01 1100 1151 100 Turbine/Generator Full Power
01/29/01 1200 1151 100 Turbine/Generator Full Power
01/29/01 1300 1151 100 Turbine/Generator Full Power
01/29/01 1400 1151 100 Turbine/Generator Full Power
01/29/01 1500 1151 100 Turbine/Generator Full Power
01/29/01 1600 1151 100 Turbine/Generator Full Power
01/29/01 1700 1151 100 Turbine/Generator Full Power
01/29/01 1800 1150 100 Turbine/Generator Full Power
01/29/01 1900 1151 100 Turbine/Generator Full Power



01/29/01 2000 1151 100 Turbine/Generator Full Power
01/29/01 2100 1150 99.9 Turbine/Generator Full Power
01/29/01 2200 1151 100 Turbine/Generator Full Power
01/29/01 2300 1151 100 Turbine/Generator Full Power
01/29/01 2400 1151 100 Turbine/Generator Full Power
01/30/01 0100 1151 100 Turbine/Generator Full Power
01/30/01 0200 1151 100 Turbine/Generator Full Power
01/30/01 0300 1151 100 Turbine/Generator Full Power
01/30/01 0400 1151 100 Turbine/Generator Full Power
01/30/01 0500 1152 100 Turbine/Generator Full Power
01/30/01 0600 1152 100 Turbine/Generator Full Power
01/30/01 0700 1151 100 Turbine/Generator Full Power
01/30/01 0800 1151 100 Turbine/Generator Full Power
01/30/01 0900 1151 100 Turbine/Generator Full Power
01/30/01 1000 1151 100 Turbine/Generator Full Power
01/30/01 1100 1151 100 Turbine/Generator Full Power
01/30/01 1200 1151 100 Turbine/Generator Full Power
01/30/01 1300 1151 100 Turbine/Generator Full Power
01/30/01 1400 1152 100 Turbine/Generator Full Power
01/30/01 1500 1151 100 Turbine/Generator Full Power
01/30/01 1600 1151 100 Turbine/Generator Full Power
01/30/01 1700 1150 100 Turbine/Generator Full Power
01/30/01 1800 1151 100 Turbine/Generator Full Power
01/30/01 1900 1151 100 Turbine/Generator Full Power
01/30/01 2000 1151 99.9 Turbine/Generator Full Power
01/30/01 2100 1151 100 Turbine/Generator Full Power
01/30/01 2200 1151 100 Turbine/Generator Full Power
01/30/01 2300 1150 100 Turbine/Generator Full Power
01/30/01 2400 1150 100 Turbine/Generator Full Power
01/31/01 0100 1151 100 Turbine/Generator Full Power
01/31/01 0200 1151 100 Turbine/Generator Full Power
01/31/01 0300 1151 100 Turbine/Generator Full Power
01/31/01 0400 1151 99.9 Turbine/Generator Full Power
01/31/01 0500 1150 100 Turbine/Generator Full Power
01/31/01 0600 1150 100 Turbine/Generator Full Power
01/31/01 0700 1151 100 Turbine/Generator Full Power
01/31/01 0800 1149 100 Turbine/Generator Full Power
01/31/01 0900 1151 100 Turbine/Generator Full Power
01/31/01 1000 1150 99.9 Turbine/Generator Full Power
01/31/01 1100 1150 99.9 Turbine/Generator Full Power
01/31/01 1200 1150 99.9 Turbine/Generator Full Power
01/31/01 1300 1150 99.9 Turbine/Generator Full Power
01/31/01 1400 1150 100 Turbine/Generator Full Power
01/31/01 1500 1151 100 Turbine/Generator Full Power
01/31/01 1600 1152 100 Turbine/Generator Full Power
01/31/01 1700 1150 100 Turbine/Generator Full Power
01/31/01 1800 1150 100 Turbine/Generator Full Power
01/31/01 1900 1150 100 Turbine/Generator Full Power
01/31/01 2000 1151 100 Turbine/Generator Full Power
01/31/01 2100 1150 99.9 Turbine/Generator Full Power
01/31/01 2200 1151 100 Turbine/Generator Full Power
01/31/01 2300 1150 100 Turbine/Generator Full Power
01/31/01 2400 1150 100 Turbine/Generator Full Power
02/01/01 0100 1151 100 Turbine/Generator Full Power



02/01/01 0200 1151 100 Turbine/Generator Full Power
02/01/01 0300 1151 100 Turbine/Generator Full Power
02/01/01 0400 1150 100 Turbine/Generator Full Power
02/01/01 0500 1151 100 Turbine/Generator Full Power
02/01/01 0600 1152 100 Turbine/Generator Full Power
02/01/01 0700 1150 100 Turbine/Generator Full Power
02/01/01 0800 1151 99.9 Turbine/Generator Full Power
02/01/01 0900 1151 99.9 Turbine/Generator Full Power
02/01/01 1000 1151 99.9 Turbine/Generator Full Power
02/01/01 1100 1151 100 Turbine/Generator Full Power
02/01/01 1200 1151 100 Turbine/Generator Full Power
02/01/01 1300 1150 100 Turbine/Generator Full Power
02/01/01 1400 1150 99.9 Turbine/Generator Full Power
02/01/01 1500 1151 99.9 Turbine/Generator Full Power
02/01/01 1600 1150 100 Turbine/Generator Full Power
02/01/01 1700 1151 100 Turbine/Generator Full Power
02/01/01 1800 1151 100 Turbine/Generator Full Power
02/01/01 1900 1151 99.9 Turbine/Generator Full Power
02/01/01 2000 1152 100 Turbine/Generator Full Power
02/01/01 2100 1152 100 Turbine/Generator Full Power
02/01/01 2200 1152 100 Turbine/Generator Full Power
02/01/01 2300 1152 100 Turbine/Generator Full Power
02/01/01 2400 1152 100 Turbine/Generator Full Power
02/02/01 0100 1152 100 Turbine/Generator Full Power
02/02/01 0200 1152 100 Turbine/Generator Full Power
02/02/01 0300 1152 100 Turbine/Generator Full Power
02/02/01 0400 1152 100 Turbine/Generator Full Power
02/02/01 0500 1152 100 Turbine/Generator Full Power
02/02/01 0600 1152 100 Turbine/Generator Full Power
02/02/01 0700 1152 100 Turbine/Generator Full Power
02/02/01 0800 1152 100 Turbine/Generator Full Power
02/02/01 0900 1151 100 Turbine/Generator Full Power
02/02/01 1000 1151 100 Turbine/Generator Full Power
02/02/01 1100 1152 100 Turbine/Generator Full Power
02/02/01 1200 1151 100 Turbine/Generator Full Power
02/02/01 1300 1150 100 Turbine/Generator Full Power
02/02/01 1400 1150 99.9 Turbine/Generator Full Power
02/02/01 1500 1151 100 Turbine/Generator Full Power
02/02/01 1600 1151 99.9 Turbine/Generator Full Power
02/02/01 1700 1151 100 Turbine/Generator Full Power
02/02/01 1800 1151 100 Turbine/Generator Full Power
02/02/01 1900 1151 100 Turbine/Generator Full Power
02/02/01 2000 1152 100 Turbine/Generator Full Power
02/02/01 2100 1152 100 Turbine/Generator Full Power
02/02/01 2200 1152 100 Turbine/Generator Full Power
02/02/01 2300 1152 100 Turbine/Generator Full Power
02/02/01 2400 1152 100 Turbine/Generator Full Power
02/03/01 0100 1152 100 Turbine/Generator Full Power
02/03/01 0200 1151 100 Turbine/Generator Full Power
02/03/01 0300 1152 100 Turbine/Generator Full Power
02/03/01 0400 1152 100 Turbine/Generator Full Power
02/03/01 0500 1152 100 Turbine/Generator Full Power
02/03/01 0600 1152 100 Turbine/Generator Full Power
02/03/01 0700 1152 100 Turbine/Generator Full Power



02/03/01 0800 1151 100 Turbine/Generator Full Power
02/03/01 0900 1151 100 Turbine/Generator Full Power
02/03/01 1000 1151 100 Turbine/Generator Full Power
02/03/01 1100 1151 100 Turbine/Generator Full Power
02/03/01 1200 1151 100 Turbine/Generator Full Power
02/03/01 1300 1151 100 Turbine/Generator Full Power
02/03/01 1400 1151 100 Turbine/Generator Full Power
02/03/01 1500 1151 100 Turbine/Generator Full Power
02/03/01 1600 1151 100 Turbine/Generator Full Power
02/03/01 1700 1151 100 Turbine/Generator Full Power
02/03/01 1800 1151 100 Turbine/Generator Full Power
02/03/01 1900 1151 100 Turbine/Generator Full Power
02/03/01 2000 1152 100 Turbine/Generator Full Power
02/03/01 2100 1152 100 Turbine/Generator Full Power
02/03/01 2200 1152 100 Turbine/Generator Full Power
02/03/01 2300 1152 100 Turbine/Generator Full Power
02/03/01 2400 1152 100 Turbine/Generator Full Power
02/04/01 0100 1152 100 Turbine/Generator Full Power
02/04/01 0200 1151 100 Turbine/Generator Full Power
02/04/01 0300 1152 100 Turbine/Generator Full Power
02/04/01 0400 1152 100 Turbine/Generator Full Power
02/04/01 0500 1151 100 Turbine/Generator Full Power
02/04/01 0600 1152 100 Turbine/Generator Full Power
02/04/01 0700 1151 100 Turbine/Generator Full Power
02/04/01 0800 1151 100 Turbine/Generator Full Power
02/04/01 0900 1151 100 Turbine/Generator Full Power
02/04/01 1000 1150 100 Turbine/Generator Full Power
02/04/01 1100 1150 100 Turbine/Generator Full Power
02/04/01 1200 1151 100 Turbine/Generator Full Power
02/04/01 1300 1150 100 Turbine/Generator Full Power
02/04/01 1400 1150 100 Turbine/Generator Full Power
02/04/01 1500 1150 100 Turbine/Generator Full Power
02/04/01 1600 1150 100 Turbine/Generator Full Power
02/04/01 1700 1150 100 Turbine/Generator Full Power
02/04/01 1800 1150 99.9 Turbine/Generator Full Power
02/04/01 1900 1150 100 Turbine/Generator Full Power
02/04/01 2000 1151 100 Turbine/Generator Full Power
02/04/01 2100 1152 100 Turbine/Generator Full Power
02/04/01 2200 1151 100 Turbine/Generator Full Power
02/04/01 2300 1152 100 Turbine/Generator Full Power
02/04/01 2400 1152 100 Turbine/Generator Full Power
02/05/01 0100 1152 100 Turbine/Generator Full Power
02/05/01 0200 1152 100 Turbine/Generator Full Power
02/05/01 0300 1152 100 Turbine/Generator Full Power
02/05/01 0400 1151 100 Turbine/Generator Full Power
02/05/01 0500 1152 100 Turbine/Generator Full Power
02/05/01 0600 1152 100 Turbine/Generator Full Power
02/05/01 0700 1152 100 Turbine/Generator Full Power
02/05/01 0800 1152 100 Turbine/Generator Full Power
02/05/01 0900 1151 100 Turbine/Generator Full Power
02/05/01 1000 1151 99.9 Turbine/Generator Full Power
02/05/01 1100 1151 100 Turbine/Generator Full Power
02/05/01 1200 1151 99.9 Turbine/Generator Full Power
02/05/01 1300 1151 100 Turbine/Generator Full Power



02/05/01 1400 1151 100 Turbine/Generator Full Power
02/05/01 1500 1150 100 Turbine/Generator Full Power
02/05/01 1600 1151 100 Turbine/Generator Full Power
02/05/01 1700 1151 100 Turbine/Generator Full Power
02/05/01 1800 1151 100 Turbine/Generator Full Power
02/05/01 1900 1151 100 Turbine/Generator Full Power
02/05/01 2000 1151 100 Turbine/Generator Full Power
02/05/01 2100 1151 100 Turbine/Generator Full Power
02/05/01 2200 1151 100 Turbine/Generator Full Power
02/05/01 2300 1151 100 Turbine/Generator Full Power
02/05/01 2400 1151 100 Turbine/Generator Full Power
02/06/01 0100 1151 99.9 Turbine/Generator Full Power
02/06/01 0200 1151 100 Turbine/Generator Full Power
02/06/01 0300 1151 100 Turbine/Generator Full Power
02/06/01 0400 1151 100 Turbine/Generator Full Power
02/06/01 0500 1150 100 Turbine/Generator Full Power
02/06/01 0600 1150 100 Turbine/Generator Full Power
02/06/01 0700 1150 100 Turbine/Generator Full Power
02/06/01 0800 1150 100 Turbine/Generator Full Power
02/06/01 0900 1150 99.9 Turbine/Generator Full Power
02/06/01 1000 1151 100 Turbine/Generator Full Power
02/06/01 1100 1151 100 Turbine/Generator Full Power
02/06/01 1200 1151 100 Turbine/Generator Full Power
02/06/01 1300 1151 100 Turbine/Generator Full Power
02/06/01 1400 1151 100 Turbine/Generator Full Power
02/06/01 1500 1151 100 Turbine/Generator Full Power
02/06/01 1600 1151 99.9 Turbine/Generator Full Power
02/06/01 1700 1153 100 Turbine/Generator Full Power
02/06/01 1800 1153 100 Turbine/Generator Full Power
02/06/01 1900 1154 100 Turbine/Generator Full Power
02/06/01 2000 1153 100 Turbine/Generator Full Power
02/06/01 2100 1153 99.9 Turbine/Generator Full Power
02/06/01 2200 1153 100 Turbine/Generator Full Power
02/06/01 2300 1153 100 Turbine/Generator Full Power
02/06/01 2400 1153 100 Turbine/Generator Full Power
02/07/01 0100 1153 99.9 Turbine/Generator Full Power
02/07/01 0200 1153 100 Turbine/Generator Full Power
02/07/01 0300 1154 100 Turbine/Generator Full Power
02/07/01 0400 1153 100 Turbine/Generator Full Power
02/07/01 0500 1153 100 Turbine/Generator Full Power
02/07/01 0600 1153 100 Turbine/Generator Full Power
02/07/01 0700 1153 100 Turbine/Generator Full Power
02/07/01 0800 1153 100 Turbine/Generator Full Power
02/07/01 0900 1153 99.9 Turbine/Generator Full Power
02/07/01 1000 1153 99.9 Turbine/Generator Full Power
02/07/01 1100 1154 100 Turbine/Generator Full Power
02/07/01 1200 1154 100 Turbine/Generator Full Power
02/07/01 1300 1153 99.9 Turbine/Generator Full Power
02/07/01 1400 1154 100 Turbine/Generator Full Power
02/07/01 1500 1153 100 Turbine/Generator Full Power
02/07/01 1600 1153 100 Turbine/Generator Full Power
02/07/01 1700 1153 100 Turbine/Generator Full Power
02/07/01 1800 1153 100 Turbine/Generator Full Power
02/07/01 1900 1153 100 Turbine/Generator Full Power



02/07/01 2000 1153 99.9 Turbine/Generator Full Power
02/07/01 2100 1153 99.9 Turbine/Generator Full Power
02/07/01 2200 1154 99.9 Turbine/Generator Full Power
02/07/01 2300 1153 100 Turbine/Generator Full Power
02/07/01 2400 1152 100 Turbine/Generator Full Power
02/08/01 0100 1154 100 Turbine/Generator Full Power
02/08/01 0200 1153 100 Turbine/Generator Full Power
02/08/01 0300 1153 99.9 Turbine/Generator Full Power
02/08/01 0400 1153 99.9 Turbine/Generator Full Power
02/08/01 0500 1154 99.9 Turbine/Generator Full Power
02/08/01 0600 1153 100 Turbine/Generator Full Power
02/08/01 0700 1154 100 Turbine/Generator Full Power
02/08/01 0800 1154 100 Turbine/Generator Full Power
02/08/01 0900 1154 100 Turbine/Generator Full Power
02/08/01 1000 1154 100 Turbine/Generator Full Power
02/08/01 1100 1154 100 Turbine/Generator Full Power
02/08/01 1200 1154 100 Turbine/Generator Full Power
02/08/01 1300 1154 100 Turbine/Generator Full Power
02/08/01 1400 1154 100 Turbine/Generator Full Power
02/08/01 1500 1154 100 Turbine/Generator Full Power
02/08/01 1600 1154 100 Turbine/Generator Full Power
02/08/01 1700 1154 100 Turbine/Generator Full Power
02/08/01 1800 1154 100 Turbine/Generator Full Power
02/08/01 1900 1154 100 Turbine/Generator Full Power
02/08/01 2000 1154 100 Turbine/Generator Full Power
02/08/01 2100 1155 100 Turbine/Generator Full Power
02/08/01 2200 1155 100 Turbine/Generator Full Power
02/08/01 2300 1154 100 Turbine/Generator Full Power
02/08/01 2400 1154 100 Turbine/Generator Full Power
02/09/01 0100 1154 100 Turbine/Generator Full Power
02/09/01 0200 1154 100 Turbine/Generator Full Power
02/09/01 0300 1154 100 Turbine/Generator Full Power
02/09/01 0400 1154 100 Turbine/Generator Full Power
02/09/01 0500 1154 100 Turbine/Generator Full Power
02/09/01 0600 1154 100 Turbine/Generator Full Power
02/09/01 0700 1154 100 Turbine/Generator Full Power
02/09/01 0800 1155 100 Turbine/Generator Full Power
02/09/01 0900 1156 100 Turbine/Generator Full Power
02/09/01 1000 1156 100 Turbine/Generator Full Power
02/09/01 1100 1156 100 Turbine/Generator Full Power
02/09/01 1200 1156 100 Turbine/Generator Full Power
02/09/01 1300 1155 100 Turbine/Generator Full Power
02/09/01 1400 1156 100 Turbine/Generator Full Power
02/09/01 1500 1156 100 Turbine/Generator Full Power
02/09/01 1600 1155 100 Turbine/Generator Full Power
02/09/01 1700 1155 100 Turbine/Generator Full Power
02/09/01 1800 1156 100 Turbine/Generator Full Power
02/09/01 1900 1156 100 Turbine/Generator Full Power
02/09/01 2000 1154 100 Turbine/Generator Full Power
02/09/01 2100 1154 100 Turbine/Generator Full Power
02/09/01 2200 1154 100 Turbine/Generator Full Power
02/09/01 2300 1154 100 Turbine/Generator Full Power
02/09/01 2400 1154 100 Turbine/Generator Full Power
02/10/01 0100 1154 100 Turbine/Generator Full Power



02/10/01 0200 1154 100 Turbine/Generator Full Power
02/10/01 0300 1154 100 Turbine/Generator Full Power
02/10/01 0400 1154 100 Turbine/Generator Full Power
02/10/01 0500 1154 100 Turbine/Generator Full Power
02/10/01 0600 1154 100 Turbine/Generator Full Power
02/10/01 0700 1156 100 Turbine/Generator Full Power
02/10/01 0800 1155 100 Turbine/Generator Full Power
02/10/01 0900 1155 100 Turbine/Generator Full Power
02/10/01 1000 1156 100 Turbine/Generator Full Power
02/10/01 1100 1156 100 Turbine/Generator Full Power
02/10/01 1200 1155 100 Turbine/Generator Full Power
02/10/01 1300 1156 100 Turbine/Generator Full Power
02/10/01 1400 1156 100 Turbine/Generator Full Power
02/10/01 1500 1156 100 Turbine/Generator Full Power
02/10/01 1600 1156 100 Turbine/Generator Full Power
02/10/01 1700 1155 100 Turbine/Generator Full Power
02/10/01 1800 1155 100 Turbine/Generator Full Power
02/10/01 1900 1155 100 Turbine/Generator Full Power
02/10/01 2000 1154 100 Turbine/Generator Full Power
02/10/01 2100 1155 100 Turbine/Generator Full Power
02/10/01 2200 1154 100 Turbine/Generator Full Power
02/10/01 2300 1154 100 Turbine/Generator Full Power
02/10/01 2400 1154 100 Turbine/Generator Full Power
02/11/01 0100 1154 100 Turbine/Generator Full Power
02/11/01 0200 1154 100 Turbine/Generator Full Power
02/11/01 0300 1154 100 Turbine/Generator Full Power
02/11/01 0400 1154 100 Turbine/Generator Full Power
02/11/01 0500 1154 100 Turbine/Generator Full Power
02/11/01 0600 1154 100 Turbine/Generator Full Power
02/11/01 0700 1155 100 Turbine/Generator Full Power
02/11/01 0800 1155 100 Turbine/Generator Full Power
02/11/01 0900 1155 100 Turbine/Generator Full Power
02/11/01 1000 1156 100 Turbine/Generator Full Power
02/11/01 1100 1156 100 Turbine/Generator Full Power
02/11/01 1200 1156 100 Turbine/Generator Full Power
02/11/01 1300 1155 100 Turbine/Generator Full Power
02/11/01 1400 1155 100 Turbine/Generator Full Power
02/11/01 1500 1156 100 Turbine/Generator Full Power
02/11/01 1600 1156 100 Turbine/Generator Full Power
02/11/01 1700 1155 100 Turbine/Generator Full Power
02/11/01 1800 1156 100 Turbine/Generator Full Power
02/11/01 1900 1155 100 Turbine/Generator Full Power
02/11/01 2000 1154 100 Turbine/Generator Full Power
02/11/01 2100 1155 100 Turbine/Generator Full Power
02/11/01 2200 1154 100 Turbine/Generator Full Power
02/11/01 2300 1154 100 Turbine/Generator Full Power
02/11/01 2400 1154 100 Turbine/Generator Full Power
02/12/01 0100 1155 100 Turbine/Generator Full Power
02/12/01 0200 1155 100 Turbine/Generator Full Power
02/12/01 0300 1154 100 Turbine/Generator Full Power
02/12/01 0400 1155 100 Turbine/Generator Full Power
02/12/01 0500 1154 100 Turbine/Generator Full Power
02/12/01 0600 1154 100 Turbine/Generator Full Power
02/12/01 0700 1154 100 Turbine/Generator Full Power



02/12/01 0800 1154 99.9 Turbine/Generator Full Power
02/12/01 0900 1154 100 Turbine/Generator Full Power
02/12/01 1000 1154 100 Turbine/Generator Full Power
02/12/01 1100 1155 100 Turbine/Generator Full Power
02/12/01 1200 1155 99.9 Turbine/Generator Full Power
02/12/01 1300 1155 100 Turbine/Generator Full Power
02/12/01 1400 1155 100 Turbine/Generator Full Power
02/12/01 1500 1154 100 Turbine/Generator Full Power
02/12/01 1600 1154 100 Turbine/Generator Full Power
02/12/01 1700 1154 100 Turbine/Generator Full Power
02/12/01 1800 1154 100 Turbine/Generator Full Power
02/12/01 1900 1154 99.9 Turbine/Generator Full Power
02/12/01 2000 1154 100 Turbine/Generator Full Power
02/12/01 2100 1155 100 Turbine/Generator Full Power
02/12/01 2200 1155 100 Turbine/Generator Full Power
02/12/01 2300 1155 100 Turbine/Generator Full Power
02/12/01 2400 1154 99.9 Turbine/Generator Full Power
02/13/01 0100 1155 100 Turbine/Generator Full Power
02/13/01 0200 1154 100 Turbine/Generator Full Power
02/13/01 0300 1155 100 Turbine/Generator Full Power
02/13/01 0400 1155 100 Turbine/Generator Full Power
02/13/01 0500 1155 100 Turbine/Generator Full Power
02/13/01 0600 1154 99.9 Turbine/Generator Full Power
02/13/01 0700 1154 99.9 Turbine/Generator Full Power
02/13/01 0800 1156 100 Turbine/Generator Full Power
02/13/01 0900 1155 100 Turbine/Generator Full Power
02/13/01 1000 1155 100 Turbine/Generator Full Power
02/13/01 1100 1155 100 Turbine/Generator Full Power
02/13/01 1200 1155 100 Turbine/Generator Full Power
02/13/01 1300 1154 100 Turbine/Generator Full Power
02/13/01 1400 1155 100 Turbine/Generator Full Power
02/13/01 1500 1155 100 Turbine/Generator Full Power
02/13/01 1600 1155 100 Turbine/Generator Full Power
02/13/01 1700 1155 100 Turbine/Generator Full Power
02/13/01 1800 1155 100 Turbine/Generator Full Power
02/13/01 1900 1155 100 Turbine/Generator Full Power
02/13/01 2000 1155 99.9 Turbine/Generator Full Power
02/13/01 2100 1155 99.9 Turbine/Generator Full Power
02/13/01 2200 1154 100 Turbine/Generator Full Power
02/13/01 2300 1146 99.9 Reduced for STP R-7B
02/13/01 2400 1150 99.2 End of Life Moderator Temperature Coeffieient Test
02/14/01 0100 1150 99.2 STP R-7B.
02/14/01 0200 1151 99.3 STP R-7B.
02/14/01 0300 1150 99.4 STP R-7B.
02/14/01 0400 1149 99.2 STP R-7B.
02/14/01 0500 1147 99 STP R-7B.
02/14/01 0600 1147 99 STP R-7B.
02/14/01 0700 1146 99 STP R-7B.
02/14/01 0800 1147 99 STP R-7B.
02/14/01 0900 1147 99.1 STP R-7B.
02/14/01 1000 1147 99.1 STP R-7B.
02/14/01 1100 1144 99.1 STP R-7B.
02/14/01 1200 1144 99.2 STP R-7B.
02/14/01 1300 1142 99 STP R-7B.



02/14/01 1400 1148 99.2 STP R-7B.
02/14/01 1500 1151 99.4 STP R-7B.
02/14/01 1600 1152 99.4 Turbine/Generator Full Power
02/14/01 1700 1155 99.8 Turbine/Generator Full Power
02/14/01 1800 1154 99.9 Turbine/Generator Full Power
02/14/01 1900 1155 99.9 Turbine/Generator Full Power
02/14/01 2000 1154 99.9 Turbine/Generator Full Power
02/14/01 2100 1154 99.9 Turbine/Generator Full Power
02/14/01 2200 1154 99.8 Turbine/Generator Full Power
02/14/01 2300 1154 99.9 Turbine/Generator Full Power
02/14/01 2400 1154 99.9 Turbine/Generator Full Power
02/15/01 0100 1154 99.9 Turbine/Generator Full Power
02/15/01 0200 1155 100 Turbine/Generator Full Power
02/15/01 0300 1155 100 Turbine/Generator Full Power
02/15/01 0400 1155 100 Turbine/Generator Full Power
02/15/01 0500 1155 100 Turbine/Generator Full Power
02/15/01 0600 1155 100 Turbine/Generator Full Power
02/15/01 0700 1155 99.9 Turbine/Generator Full Power
02/15/01 0800 1156 100 Turbine/Generator Full Power
02/15/01 0900 1155 100 Turbine/Generator Full Power
02/15/01 1000 1155 99.9 Turbine/Generator Full Power
02/15/01 1100 1153 99.7 Turbine/Generator Full Power
02/15/01 1200 1152 99.8 Turbine/Generator Full Power
02/15/01 1300 1152 99.9 Turbine/Generator Full Power
02/15/01 1400 1153 99.8 Turbine/Generator Full Power
02/15/01 1500 1155 99.9 Turbine/Generator Full Power
02/15/01 1600 1155 100 Turbine/Generator Full Power
02/15/01 1700 1155 100 Turbine/Generator Full Power
02/15/01 1800 1156 100 Turbine/Generator Full Power
02/15/01 1900 1156 100 Turbine/Generator Full Power
02/15/01 2000 1155 100 Turbine/Generator Full Power
02/15/01 2100 1156 100 Turbine/Generator Full Power
02/15/01 2200 1156 100 Turbine/Generator Full Power
02/15/01 2300 1154 100 Turbine/Generator Full Power
02/15/01 2400 1154 100 Turbine/Generator Full Power
02/16/01 0100 1156 100 Turbine/Generator Full Power
02/16/01 0200 1156 100 Turbine/Generator Full Power
02/16/01 0300 1156 100 Turbine/Generator Full Power
02/16/01 0400 1156 100 Turbine/Generator Full Power
02/16/01 0500 1155 100 Turbine/Generator Full Power
02/16/01 0600 1156 100 Turbine/Generator Full Power
02/16/01 0700 1154 100 Turbine/Generator Full Power
02/16/01 0800 1155 100 Turbine/Generator Full Power
02/16/01 0900 1155 100 Turbine/Generator Full Power
02/16/01 1000 1155 100 Turbine/Generator Full Power
02/16/01 1100 1155 100 Turbine/Generator Full Power
02/16/01 1200 1155 100.5 Turbine/Generator Full Power
02/16/01 1300 1155 100 Turbine/Generator Full Power
02/16/01 1400 1155 100 Turbine/Generator Full Power
02/16/01 1500 1155 100 Turbine/Generator Full Power
02/16/01 1600 1156 100 Turbine/Generator Full Power
02/16/01 1700 1155 100 Turbine/Generator Full Power
02/16/01 1800 1155 100 Turbine/Generator Full Power
02/16/01 1900 1155 100 Turbine/Generator Full Power



02/16/01 2000 1155 100 Turbine/Generator Full Power
02/16/01 2100 1155 100 Turbine/Generator Full Power
02/16/01 2200 1154 100 Turbine/Generator Full Power
02/16/01 2300 1156 100 Turbine/Generator Full Power
02/16/01 2400 1155 100 Turbine/Generator Full Power
02/17/01 0100 1154 100 Turbine/Generator Full Power
02/17/01 0200 1155 99.9 Turbine/Generator Full Power
02/17/01 0300 1155 100 Turbine/Generator Full Power
02/17/01 0400 1154 100 Turbine/Generator Full Power
02/17/01 0500 1155 100 Turbine/Generator Full Power
02/17/01 0600 1155 100 Turbine/Generator Full Power
02/17/01 0700 1155 99.9 Turbine/Generator Full Power
02/17/01 0800 1154 100 Turbine/Generator Full Power
02/17/01 0900 1154 100 Turbine/Generator Full Power
02/17/01 1000 1155 100 Turbine/Generator Full Power
02/17/01 1100 1154 100 Turbine/Generator Full Power
02/17/01 1200 1154 100 Turbine/Generator Full Power
02/17/01 1300 1155 100 Turbine/Generator Full Power
02/17/01 1400 1154 100 Turbine/Generator Full Power
02/17/01 1500 1154 99.9 Turbine/Generator Full Power
02/17/01 1600 1154 100 Turbine/Generator Full Power
02/17/01 1700 1155 99.9 Turbine/Generator Full Power
02/17/01 1800 1155 100 Turbine/Generator Full Power
02/17/01 1900 1155 100 Turbine/Generator Full Power
02/17/01 2000 1156 100 Turbine/Generator Full Power
02/17/01 2100 1155 100 Turbine/Generator Full Power
02/17/01 2200 1156 100 Turbine/Generator Full Power
02/17/01 2300 1154 100 Turbine/Generator Full Power
02/17/01 2400 1154 100 Turbine/Generator Full Power
02/18/01 0100 1156 100 Turbine/Generator Full Power
02/18/01 0200 1155 100 Turbine/Generator Full Power
02/18/01 0300 1155 100 Turbine/Generator Full Power
02/18/01 0400 1154 100 Turbine/Generator Full Power
02/18/01 0500 1155 100 Turbine/Generator Full Power
02/18/01 0600 1156 100 Turbine/Generator Full Power
02/18/01 0700 1154 99.9 Turbine/Generator Full Power
02/18/01 0800 1154 100 Turbine/Generator Full Power
02/18/01 0900 1154 100 Turbine/Generator Full Power
02/18/01 1000 1154 100 Turbine/Generator Full Power
02/18/01 1100 1154 100 Turbine/Generator Full Power
02/18/01 1200 1154 100 Turbine/Generator Full Power
02/18/01 1300 1154 100 Turbine/Generator Full Power
02/18/01 1400 1154 100 Turbine/Generator Full Power
02/18/01 1500 1154 100 Turbine/Generator Full Power
02/18/01 1600 1154 100 Turbine/Generator Full Power
02/18/01 1700 1154 100 Turbine/Generator Full Power
02/18/01 1800 1154 100 Turbine/Generator Full Power
02/18/01 1900 1154 100 Turbine/Generator Full Power
02/18/01 2000 1154 100 Turbine/Generator Full Power
02/18/01 2100 1156 100 Turbine/Generator Full Power
02/18/01 2200 1154 100 Turbine/Generator Full Power
02/18/01 2300 1154 99.9 Turbine/Generator Full Power
02/18/01 2400 1154 100 Turbine/Generator Full Power
02/19/01 0100 1155 100 Turbine/Generator Full Power



02/19/01 0200 1154 100 Turbine/Generator Full Power
02/19/01 0300 1154 100 Turbine/Generator Full Power
02/19/01 0400 1154 100 Turbine/Generator Full Power
02/19/01 0500 1155 100 Turbine/Generator Full Power
02/19/01 0600 1155 100 Turbine/Generator Full Power
02/19/01 0700 1155 99.9 Turbine/Generator Full Power
02/19/01 0800 1155 99.9 Turbine/Generator Full Power
02/19/01 0900 1154 99.9 Turbine/Generator Full Power
02/19/01 1000 1154 100 Turbine/Generator Full Power
02/19/01 1100 1154 100 Turbine/Generator Full Power
02/19/01 1200 1154 100 Turbine/Generator Full Power
02/19/01 1300 1154 100 Turbine/Generator Full Power
02/19/01 1400 1154 100 Turbine/Generator Full Power
02/19/01 1500 1154 99.9 Turbine/Generator Full Power
02/19/01 1600 1155 100 Turbine/Generator Full Power
02/19/01 1700 1155 100 Turbine/Generator Full Power
02/19/01 1800 1155 100 Turbine/Generator Full Power
02/19/01 1900 1155 100 Turbine/Generator Full Power
02/19/01 2000 1155 100 Turbine/Generator Full Power
02/19/01 2100 1155 100 Turbine/Generator Full Power
02/19/01 2200 1155 99.9 Turbine/Generator Full Power
02/19/01 2300 1156 100 Turbine/Generator Full Power
02/19/01 2400 1155 100 Turbine/Generator Full Power
02/20/01 0100 1155 100 Turbine/Generator Full Power
02/20/01 0200 1153 100 Turbine/Generator Full Power
02/20/01 0300 1155 100 Turbine/Generator Full Power
02/20/01 0400 1156 100 Turbine/Generator Full Power
02/20/01 0500 1154 100 Turbine/Generator Full Power
02/20/01 0600 1154 100 Turbine/Generator Full Power
02/20/01 0700 1154 100 Turbine/Generator Full Power
02/20/01 0800 1154 100 Turbine/Generator Full Power
02/20/01 0900 1153 100 Turbine/Generator Full Power
02/20/01 1000 1155 100 Turbine/Generator Full Power
02/20/01 1100 1154 100 Turbine/Generator Full Power
02/20/01 1200 1153 100 Turbine/Generator Full Power
02/20/01 1300 1153 100 Turbine/Generator Full Power
02/20/01 1400 1154 100 Turbine/Generator Full Power
02/20/01 1500 1153 100 Turbine/Generator Full Power
02/20/01 1600 1154 100 Turbine/Generator Full Power
02/20/01 1700 1152 100 Turbine/Generator Full Power
02/20/01 1800 1154 100 Turbine/Generator Full Power
02/20/01 1900 1153 100 Turbine/Generator Full Power
02/20/01 2000 1155 100 Turbine/Generator Full Power
02/20/01 2100 1154 100 Turbine/Generator Full Power
02/20/01 2200 1153 100 Turbine/Generator Full Power
02/20/01 2300 1154 100 Turbine/Generator Full Power
02/20/01 2400 1154 100 Turbine/Generator Full Power
02/21/01 0100 1157 99.9 Turbine/Generator Full Power
02/21/01 0200 1152 100 Turbine/Generator Full Power
02/21/01 0300 1153 100 Turbine/Generator Full Power
02/21/01 0400 1154 100 Turbine/Generator Full Power
02/21/01 0500 1153 100 Turbine/Generator Full Power
02/21/01 0600 1154 100 Turbine/Generator Full Power
02/21/01 0700 1154 100 Turbine/Generator Full Power



02/21/01 0800 1155 100 Turbine/Generator Full Power
02/21/01 0900 1153 100 Turbine/Generator Full Power
02/21/01 1000 1154 100 Turbine/Generator Full Power
02/21/01 1100 1155 100 Turbine/Generator Full Power
02/21/01 1200 1152 100 Turbine/Generator Full Power
02/21/01 1300 1152 100 Turbine/Generator Full Power
02/21/01 1400 1153 99.9 Turbine/Generator Full Power
02/21/01 1500 1152 100 Turbine/Generator Full Power
02/21/01 1600 1152 100.1 Turbine/Generator Full Power
02/21/01 1700 1152 100 Turbine/Generator Full Power
02/21/01 1800 1152 100 Turbine/Generator Full Power
02/21/01 1900 1152 100 Turbine/Generator Full Power
02/21/01 2000 1154 100 Turbine/Generator Full Power
02/21/01 2100 1153 99.9 Turbine/Generator Full Power
02/21/01 2200 1154 99.9 Turbine/Generator Full Power
02/21/01 2300 1152 99.9 Turbine/Generator Full Power
02/21/01 2400 1154 100 Turbine/Generator Full Power
02/22/01 0100 1152 99.9 Turbine/Generator Full Power
02/22/01 0200 1152 100 Turbine/Generator Full Power
02/22/01 0300 1152 99.9 Turbine/Generator Full Power
02/22/01 0400 1152 100 Turbine/Generator Full Power
02/22/01 0500 1152 99.9 Turbine/Generator Full Power
02/22/01 0600 1151 100 Turbine/Generator Full Power
02/22/01 0700 1152 100 Turbine/Generator Full Power
02/22/01 0800 1152 100 Turbine/Generator Full Power
02/22/01 0900 1152 99.9 Turbine/Generator Full Power
02/22/01 1000 1153 99.9 Turbine/Generator Full Power
02/22/01 1100 1153 100 Turbine/Generator Full Power
02/22/01 1200 1151 100 Turbine/Generator Full Power
02/22/01 1300 1151 100 Turbine/Generator Full Power
02/22/01 1400 1151 100 Turbine/Generator Full Power
02/22/01 1500 1152 100 Turbine/Generator Full Power
02/22/01 1600 1151 99.9 Turbine/Generator Full Power
02/22/01 1700 1152 100 Turbine/Generator Full Power
02/22/01 1800 1152 99.9 Turbine/Generator Full Power
02/22/01 1900 1152 99.9 Turbine/Generator Full Power
02/22/01 2000 1152 99.9 Turbine/Generator Full Power
02/22/01 2100 1153 99.9 Turbine/Generator Full Power
02/22/01 2200 1152 100 Turbine/Generator Full Power
02/22/01 2300 1153 100 Turbine/Generator Full Power
02/22/01 2400 1152 100 Turbine/Generator Full Power
02/23/01 0100 1153 99.9 Turbine/Generator Full Power
02/23/01 0200 1152 100 Turbine/Generator Full Power
02/23/01 0300 1153 100 Turbine/Generator Full Power
02/23/01 0400 1152 100 Turbine/Generator Full Power
02/23/01 0500 1154 100 Turbine/Generator Full Power
02/23/01 0600 1153 100 Turbine/Generator Full Power
02/23/01 0700 1153 100 Turbine/Generator Full Power
02/23/01 0800 1152 100 Turbine/Generator Full Power
02/23/01 0900 1152 100 Turbine/Generator Full Power
02/23/01 1000 1153 100 Turbine/Generator Full Power
02/23/01 1100 1153 100 Turbine/Generator Full Power
02/23/01 1200 1152 100 Turbine/Generator Full Power
02/23/01 1300 1153 100 Turbine/Generator Full Power



02/23/01 1400 1152 100 Turbine/Generator Full Power
02/23/01 1500 1152 100 Turbine/Generator Full Power
02/23/01 1600 1153 99.9 Turbine/Generator Full Power
02/23/01 1700 1153 100 Turbine/Generator Full Power
02/23/01 1800 1153 100 Turbine/Generator Full Power
02/23/01 1900 1152 100 Turbine/Generator Full Power
02/23/01 2000 1154 100 Turbine/Generator Full Power
02/23/01 2100 1154 100 Turbine/Generator Full Power
02/23/01 2200 1153 100 Turbine/Generator Full Power
02/23/01 2300 1153 100 Turbine/Generator Full Power
02/23/01 2400 1153 100 Turbine/Generator Full Power
02/24/01 0100 1152 100 Turbine/Generator Full Power
02/24/01 0200 1154 100 Turbine/Generator Full Power
02/24/01 0300 1152 100 Turbine/Generator Full Power
02/24/01 0400 1153 100 Turbine/Generator Full Power
02/24/01 0500 1153 100 Turbine/Generator Full Power
02/24/01 0600 1153 100 Turbine/Generator Full Power
02/24/01 0700 1153 100 Turbine/Generator Full Power
02/24/01 0800 1153 100 Turbine/Generator Full Power
02/24/01 0900 1153 100 Turbine/Generator Full Power
02/24/01 1000 1153 100 Turbine/Generator Full Power
02/24/01 1100 1153 100 Turbine/Generator Full Power
02/24/01 1200 1153 100 Turbine/Generator Full Power
02/24/01 1300 1152 100 Turbine/Generator Full Power
02/24/01 1400 1152 100 Turbine/Generator Full Power
02/24/01 1500 1153 100 Turbine/Generator Full Power
02/24/01 1600 1153 100 Turbine/Generator Full Power
02/24/01 1700 1153 100 Turbine/Generator Full Power
02/24/01 1800 1154 99.9 Turbine/Generator Full Power
02/24/01 1900 1154 100 Turbine/Generator Full Power
02/24/01 2000 1153 100 Turbine/Generator Full Power
02/24/01 2100 1153 100 Turbine/Generator Full Power
02/24/01 2200 1153 100 Turbine/Generator Full Power
02/24/01 2300 1152 100 Turbine/Generator Full Power
02/24/01 2400 1153 100 Turbine/Generator Full Power
02/25/01 0100 1152 100 Turbine/Generator Full Power
02/25/01 0200 1153 100 Turbine/Generator Full Power
02/25/01 0300 1153 100 Turbine/Generator Full Power
02/25/01 0400 1153 100 Turbine/Generator Full Power
02/25/01 0500 1153 100 Turbine/Generator Full Power
02/25/01 0600 1153 100 Turbine/Generator Full Power
02/25/01 0700 1153 100 Turbine/Generator Full Power
02/25/01 0800 1153 100 Turbine/Generator Full Power
02/25/01 0900 1152 100 Turbine/Generator Full Power
02/25/01 1000 1154 100 Turbine/Generator Full Power
02/25/01 1100 1153 100 Turbine/Generator Full Power
02/25/01 1200 1152 99.9 Turbine/Generator Full Power
02/25/01 1300 1153 100 Turbine/Generator Full Power
02/25/01 1400 1148 100 Turbine/Generator Full Power
02/25/01 1500 1153 100 Turbine/Generator Full Power
02/25/01 1600 1153 100 Turbine/Generator Full Power
02/25/01 1700 1153 100 Turbine/Generator Full Power
02/25/01 1800 1153 100 Turbine/Generator Full Power
02/25/01 1900 1153 100 Turbine/Generator Full Power



02/25/01 2000 1154 100 Turbine/Generator Full Power
02/25/01 2100 1153 100 Turbine/Generator Full Power
02/25/01 2200 1153 100 Turbine/Generator Full Power
02/25/01 2300 1153 100 Turbine/Generator Full Power
02/25/01 2400 1153 100 Turbine/Generator Full Power
02/26/01 0100 1154 100 Turbine/Generator Full Power
02/26/01 0200 1153 100 Turbine/Generator Full Power
02/26/01 0300 1153 100 Turbine/Generator Full Power
02/26/01 0400 1153 100 Turbine/Generator Full Power
02/26/01 0500 1153 100 Turbine/Generator Full Power
02/26/01 0600 1153 100 Turbine/Generator Full Power
02/26/01 0700 1153 100 Turbine/Generator Full Power
02/26/01 0800 1153 100 Turbine/Generator Full Power
02/26/01 0900 1153 100 Turbine/Generator Full Power
02/26/01 1000 1152 100 Turbine/Generator Full Power
02/26/01 1100 1152 100 Turbine/Generator Full Power
02/26/01 1200 1154 99.9 Turbine/Generator Full Power
02/26/01 1300 1153 100 Turbine/Generator Full Power
02/26/01 1400 1152 100 Turbine/Generator Full Power
02/26/01 1500 1152 100 Turbine/Generator Full Power
02/26/01 1600 1152 100 Turbine/Generator Full Power
02/26/01 1700 1152 100 Turbine/Generator Full Power
02/26/01 1800 1152 99.9 Turbine/Generator Full Power
02/26/01 1900 1153 99.9 Turbine/Generator Full Power
02/26/01 2000 1152 99.9 Turbine/Generator Full Power
02/26/01 2100 1154 100 Turbine/Generator Full Power
02/26/01 2200 1153 99.9 Turbine/Generator Full Power
02/26/01 2300 1153 99.9 Turbine/Generator Full Power
02/26/01 2400 1153 99.9 Turbine/Generator Full Power
02/27/01 0100 1153 99.9 Turbine/Generator Full Power
02/27/01 0200 1152 100 Turbine/Generator Full Power
02/27/01 0300 1153 100 Turbine/Generator Full Power
02/27/01 0400 1152 100 Turbine/Generator Full Power
02/27/01 0500 1152 99.9 Turbine/Generator Full Power
02/27/01 0600 1153 100 Turbine/Generator Full Power
02/27/01 0700 1152 100 Turbine/Generator Full Power
02/27/01 0800 1152 100 Turbine/Generator Full Power
02/27/01 0900 1153 100 Turbine/Generator Full Power
02/27/01 1000 1153 100 Turbine/Generator Full Power
02/27/01 1100 1152 99.9 Turbine/Generator Full Power
02/27/01 1200 1152 100.9 Turbine/Generator Full Power
02/27/01 1300 1152 100 Turbine/Generator Full Power
02/27/01 1400 1152 99.9 Turbine/Generator Full Power
02/27/01 1500 1152 100 Turbine/Generator Full Power
02/27/01 1600 1152 99.9 Turbine/Generator Full Power
02/27/01 1700 1151 99.9 Turbine/Generator Full Power
02/27/01 1800 1152 99.9 Turbine/Generator Full Power
02/27/01 1900 1152 100 Turbine/Generator Full Power
02/27/01 2000 1153 99.9 Turbine/Generator Full Power
02/27/01 2100 1154 100 Turbine/Generator Full Power
02/27/01 2200 1152 99.9 Turbine/Generator Full Power
02/27/01 2300 1152 100 Turbine/Generator Full Power
02/27/01 2400 1152 100 Turbine/Generator Full Power
02/28/01 0100 1152 100 Turbine/Generator Full Power



02/28/01 0200 1154 100 Turbine/Generator Full Power
02/28/01 0300 1153 100 Turbine/Generator Full Power
02/28/01 0400 1152 100 Turbine/Generator Full Power
02/28/01 0500 1153 100 Turbine/Generator Full Power
02/28/01 0600 1152 100 Turbine/Generator Full Power
02/28/01 0700 1153 100 Turbine/Generator Full Power
02/28/01 0800 1153 100 Turbine/Generator Full Power
02/28/01 0900 1153 100 Turbine/Generator Full Power
02/28/01 1000 1152 100 Turbine/Generator Full Power
02/28/01 1100 1153 99.9 Turbine/Generator Full Power
02/28/01 1200 1152 99.9 Turbine/Generator Full Power
02/28/01 1300 1153 100 Turbine/Generator Full Power
02/28/01 1400 1152 99.9 Turbine/Generator Full Power
02/28/01 1500 1152 99.9 Turbine/Generator Full Power
02/28/01 1600 1152 99.9 Turbine/Generator Full Power
02/28/01 1700 1151 99.9 Turbine/Generator Full Power
02/28/01 1800 1151 99.9 Turbine/Generator Full Power
02/28/01 1900 1152 100 Turbine/Generator Full Power
02/28/01 2000 1153 99.9 Turbine/Generator Full Power
02/28/01 2100 1153 100 Turbine/Generator Full Power
02/28/01 2200 1152 100 Turbine/Generator Full Power
02/28/01 2300 1153 100 Turbine/Generator Full Power
02/28/01 2400 1153 100 Turbine/Generator Full Power
03/01/01 0100 1152 100 Turbine/Generator Full Power
03/01/01 0200 1151 99.9 Turbine/Generator Full Power
03/01/01 0300 1151 100 Turbine/Generator Full Power
03/01/01 0400 1152 100 Turbine/Generator Full Power
03/01/01 0500 1151 99.9 Turbine/Generator Full Power
03/01/01 0600 1152 100 Turbine/Generator Full Power
03/01/01 0700 1152 100 Turbine/Generator Full Power
03/01/01 0800 1151 99.9 Turbine/Generator Full Power
03/01/01 0900 1152 99.9 Turbine/Generator Full Power
03/01/01 1000 1152 99.9 Turbine/Generator Full Power
03/01/01 1100 1152 100 Turbine/Generator Full Power
03/01/01 1200 1152 99.9 Turbine/Generator Full Power
03/01/01 1300 1152 99.9 Turbine/Generator Full Power
03/01/01 1400 1152 100 Turbine/Generator Full Power
03/01/01 1500 1151 99.9 Turbine/Generator Full Power
03/01/01 1600 1152 99.9 Turbine/Generator Full Power
03/01/01 1700 1152 100 Turbine/Generator Full Power
03/01/01 1800 1152 100 Turbine/Generator Full Power
03/01/01 1900 1152 99.9 Turbine/Generator Full Power
03/01/01 2000 1152 99.9 Turbine/Generator Full Power
03/01/01 2100 1152 99.9 Turbine/Generator Full Power
03/01/01 2200 1152 100 Turbine/Generator Full Power
03/01/01 2300 1152 100 Turbine/Generator Full Power
03/01/01 2400 1152 99.9 Turbine/Generator Full Power
03/02/01 0100 1151 99.9 Turbine/Generator Full Power
03/02/01 0200 1152 99.9 Turbine/Generator Full Power
03/02/01 0300 1152 99.9 Turbine/Generator Full Power
03/02/01 0400 1152 100 Turbine/Generator Full Power
03/02/01 0500 1152 99.9 Turbine/Generator Full Power
03/02/01 0600 1151 99.9 Turbine/Generator Full Power
03/02/01 0700 1152 99.9 Turbine/Generator Full Power



03/02/01 0800 1152 100 Turbine/Generator Full Power
03/02/01 0900 1152 99.9 Turbine/Generator Full Power
03/02/01 1000 1151 99.9 Turbine/Generator Full Power
03/02/01 1100 1152 100 Turbine/Generator Full Power
03/02/01 1200 1152 99.9 Turbine/Generator Full Power
03/02/01 1300 1153 100 Turbine/Generator Full Power
03/02/01 1400 1152 99.9 Turbine/Generator Full Power
03/02/01 1500 1152 99.9 Turbine/Generator Full Power
03/02/01 1600 1153 100 Turbine/Generator Full Power
03/02/01 1700 1152 100 Turbine/Generator Full Power
03/02/01 1800 1152 100 Turbine/Generator Full Power
03/02/01 1900 1152 99.9 Turbine/Generator Full Power
03/02/01 2000 1152 100 Turbine/Generator Full Power
03/02/01 2100 1152 100 Turbine/Generator Full Power
03/02/01 2200 1152 100 Turbine/Generator Full Power
03/02/01 2300 1152 100 Turbine/Generator Full Power
03/02/01 2400 1152 100 Turbine/Generator Full Power
03/03/01 0100 1152 100 Turbine/Generator Full Power
03/03/01 0200 1152 100 Turbine/Generator Full Power
03/03/01 0300 1152 100 Turbine/Generator Full Power
03/03/01 0400 1151 100 Turbine/Generator Full Power
03/03/01 0500 1152 100 Turbine/Generator Full Power
03/03/01 0600 1152 100 Turbine/Generator Full Power
03/03/01 0700 1152 99.9 Turbine/Generator Full Power
03/03/01 0800 1152 99.9 Turbine/Generator Full Power
03/03/01 0900 1152 100 Turbine/Generator Full Power
03/03/01 1000 1152 99.9 Turbine/Generator Full Power
03/03/01 1100 1153 99.9 Turbine/Generator Full Power
03/03/01 1200 1152 99.9 Turbine/Generator Full Power
03/03/01 1300 1153 100 Turbine/Generator Full Power
03/03/01 1400 1152 100 Turbine/Generator Full Power
03/03/01 1500 1152 100.1 Turbine/Generator Full Power
03/03/01 1600 1153 100 Turbine/Generator Full Power
03/03/01 1700 1153 100 Turbine/Generator Full Power
03/03/01 1800 1152 99.9 Turbine/Generator Full Power
03/03/01 1900 1152 100 Turbine/Generator Full Power
03/03/01 2000 1152 100 Turbine/Generator Full Power
03/03/01 2100 1152 100 Turbine/Generator Full Power
03/03/01 2200 1152 100 Turbine/Generator Full Power
03/03/01 2300 1152 100 Turbine/Generator Full Power
03/03/01 2400 1152 99.9 Turbine/Generator Full Power
03/04/01 0100 1151 100 Turbine/Generator Full Power
03/04/01 0200 1152 99.9 Turbine/Generator Full Power
03/04/01 0300 1151 99.9 Turbine/Generator Full Power
03/04/01 0400 1151 100 Turbine/Generator Full Power
03/04/01 0500 1151 100 Turbine/Generator Full Power
03/04/01 0600 1152 99.9 Turbine/Generator Full Power
03/04/01 0700 1152 99.9 Turbine/Generator Full Power
03/04/01 0800 1151 99.9 Turbine/Generator Full Power
03/04/01 0900 1152 100 Turbine/Generator Full Power
03/04/01 1000 1152 99.9 Turbine/Generator Full Power
03/04/01 1100 1151 99.9 Turbine/Generator Full Power
03/04/01 1200 1151 100 Turbine/Generator Full Power
03/04/01 1300 1151 100 Turbine/Generator Full Power



03/04/01 1400 1152 100 Turbine/Generator Full Power
03/04/01 1500 1152 99.9 Turbine/Generator Full Power
03/04/01 1600 1152 100 Turbine/Generator Full Power
03/04/01 1700 1152 100 Turbine/Generator Full Power
03/04/01 1800 1152 100 Turbine/Generator Full Power
03/04/01 1900 1152 99.9 Turbine/Generator Full Power
03/04/01 2000 1152 100 Turbine/Generator Full Power
03/04/01 2100 1151 100 Turbine/Generator Full Power
03/04/01 2200 1152 100 Turbine/Generator Full Power
03/04/01 2300 1152 100 Turbine/Generator Full Power
03/04/01 2400 1151 100 Turbine/Generator Full Power
03/05/01 0100 1151 99.9 Turbine/Generator Full Power
03/05/01 0200 1151 99.9 Turbine/Generator Full Power
03/05/01 0300 1152 99.9 Turbine/Generator Full Power
03/05/01 0400 1151 99.9 Turbine/Generator Full Power
03/05/01 0500 1152 100.1 Turbine/Generator Full Power
03/05/01 0600 1151 99.9 Turbine/Generator Full Power
03/05/01 0700 1151 100 Turbine/Generator Full Power
03/05/01 0800 1151 100 Turbine/Generator Full Power
03/05/01 0900 1152 99.9 Turbine/Generator Full Power
03/05/01 1000 1150 99.9 Turbine/Generator Full Power
03/05/01 1100 1152 99.9 Turbine/Generator Full Power
03/05/01 1200 1152 99.9 Turbine/Generator Full Power
03/05/01 1300 1150 100 Turbine/Generator Full Power
03/05/01 1400 1150 100 Turbine/Generator Full Power
03/05/01 1500 1151 100 Turbine/Generator Full Power
03/05/01 1600 1153 100 Turbine/Generator Full Power
03/05/01 1700 1154 99.9 Turbine/Generator Full Power
03/05/01 1800 1152 100 Turbine/Generator Full Power
03/05/01 1900 1152 100 Turbine/Generator Full Power
03/05/01 2000 1153 100 Turbine/Generator Full Power
03/05/01 2100 1152 100 Turbine/Generator Full Power
03/05/01 2200 1152 100 Turbine/Generator Full Power
03/05/01 2300 1152 100 Turbine/Generator Full Power
03/05/01 2400 1153 99.9 Turbine/Generator Full Power
03/06/01 0100 1153 100 Turbine/Generator Full Power
03/06/01 0200 1150 100 Turbine/Generator Full Power
03/06/01 0300 1150 100 Turbine/Generator Full Power
03/06/01 0400 1151 100 Turbine/Generator Full Power
03/06/01 0500 1150 100 Turbine/Generator Full Power
03/06/01 0600 1150 100 Turbine/Generator Full Power
03/06/01 0700 1149 100 Turbine/Generator Full Power
03/06/01 0800 1149 100 Turbine/Generator Full Power
03/06/01 0900 1150 100 Turbine/Generator Full Power
03/06/01 1000 1149 100 Turbine/Generator Full Power
03/06/01 1100 1150 100 Turbine/Generator Full Power
03/06/01 1200 1149 100 Turbine/Generator Full Power
03/06/01 1300 1148 99.9 Turbine/Generator Full Power
03/06/01 1400 1148 100 Turbine/Generator Full Power
03/06/01 1500 1148 100 Turbine/Generator Full Power
03/06/01 1600 1148 100 Turbine/Generator Full Power
03/06/01 1700 1148 100 Turbine/Generator Full Power
03/06/01 1800 1149 100 Turbine/Generator Full Power
03/06/01 1900 1148 100 Turbine/Generator Full Power



03/06/01 2000 1149 100 Turbine/Generator Full Power
03/06/01 2100 1148 99.9 Turbine/Generator Full Power
03/06/01 2200 1148 100 Turbine/Generator Full Power
03/06/01 2300 1149 100 Turbine/Generator Full Power
03/06/01 2400 1148 100 Turbine/Generator Full Power
03/07/01 0100 1148 100 Turbine/Generator Full Power
03/07/01 0200 1148 100 Turbine/Generator Full Power
03/07/01 0300 1148 99.9 Turbine/Generator Full Power
03/07/01 0400 1149 100 Turbine/Generator Full Power
03/07/01 0500 1148 100 Turbine/Generator Full Power
03/07/01 0600 1149 100 Turbine/Generator Full Power
03/07/01 0700 1148 100 Turbine/Generator Full Power
03/07/01 0800 1148 100 Turbine/Generator Full Power
03/07/01 0900 1149 100 Turbine/Generator Full Power
03/07/01 1000 1148 100 Turbine/Generator Full Power
03/07/01 1100 1147 99.9 Turbine/Generator Full Power
03/07/01 1200 1148 100 Turbine/Generator Full Power
03/07/01 1300 1147 100 Turbine/Generator Full Power
03/07/01 1400 1149 100 Turbine/Generator Full Power
03/07/01 1500 1147 100 Turbine/Generator Full Power
03/07/01 1600 1145 99.9 Turbine/Generator Full Power
03/07/01 1700 1149 100 Turbine/Generator Full Power
03/07/01 1800 1148 100 Turbine/Generator Full Power
03/07/01 1900 1146 100 Turbine/Generator Full Power
03/07/01 2000 1148 100 Turbine/Generator Full Power
03/07/01 2100 1149 100 Turbine/Generator Full Power
03/07/01 2200 1148 100 Turbine/Generator Full Power
03/07/01 2300 1149 100 Turbine/Generator Full Power
03/07/01 2400 1148 99.9 Turbine/Generator Full Power
03/08/01 0100 1148 100 Turbine/Generator Full Power
03/08/01 0200 1149 100 Turbine/Generator Full Power
03/08/01 0300 1149 100 Turbine/Generator Full Power
03/08/01 0400 1149 100 Turbine/Generator Full Power
03/08/01 0500 1149 100 Turbine/Generator Full Power
03/08/01 0600 1149 100 Turbine/Generator Full Power
03/08/01 0700 1149 100 Turbine/Generator Full Power
03/08/01 0800 1149 100 Turbine/Generator Full Power
03/08/01 0900 1149 100 Turbine/Generator Full Power
03/08/01 1000 1150 100 Turbine/Generator Full Power
03/08/01 1100 1150 100 Turbine/Generator Full Power
03/08/01 1200 1150 99.9 Turbine/Generator Full Power
03/08/01 1300 1150 99.9 Turbine/Generator Full Power
03/08/01 1400 1149 99.9 Turbine/Generator Full Power
03/08/01 1500 1151 100 Turbine/Generator Full Power
03/08/01 1600 1150 100 Turbine/Generator Full Power
03/08/01 1700 1151 99.9 Turbine/Generator Full Power
03/08/01 1800 1151 100 Turbine/Generator Full Power
03/08/01 1900 1153 100 Turbine/Generator Full Power
03/08/01 2000 1151 99.9 Turbine/Generator Full Power
03/08/01 2100 1151 100 Turbine/Generator Full Power
03/08/01 2200 1151 100 Turbine/Generator Full Power
03/08/01 2300 1151 99.9 Turbine/Generator Full Power
03/08/01 2400 1150 100 Turbine/Generator Full Power
03/09/01 0100 1150 100 Turbine/Generator Full Power



03/09/01 0200 1152 100 Turbine/Generator Full Power
03/09/01 0300 1151 99.9 Turbine/Generator Full Power
03/09/01 0400 1153 99.9 Turbine/Generator Full Power
03/09/01 0500 1153 100 Turbine/Generator Full Power
03/09/01 0600 1152 100 Turbine/Generator Full Power
03/09/01 0700 1152 100.1 Turbine/Generator Full Power
03/09/01 0800 1152 100 Turbine/Generator Full Power
03/09/01 0900 1151 100 Turbine/Generator Full Power
03/09/01 1000 1152 100 Turbine/Generator Full Power
03/09/01 1100 1151 100 Turbine/Generator Full Power
03/09/01 1200 1152 100 Turbine/Generator Full Power
03/09/01 1300 1151 100 Turbine/Generator Full Power
03/09/01 1400 1150 99.9 Turbine/Generator Full Power
03/09/01 1500 1151 99.9 Turbine/Generator Full Power
03/09/01 1600 1150 100 Turbine/Generator Full Power
03/09/01 1700 1150 99.9 Turbine/Generator Full Power
03/09/01 1800 1150 99.9 Turbine/Generator Full Power
03/09/01 1900 1149 99.8 Turbine/Generator Full Power
03/09/01 2000 1150 100 Turbine/Generator Full Power
03/09/01 2100 1151 100 Turbine/Generator Full Power
03/09/01 2200 1152 100 Turbine/Generator Full Power
03/09/01 2300 1152 99.9 Turbine/Generator Full Power
03/09/01 2400 1151 100 Turbine/Generator Full Power
03/10/01 0100 1152 100 Turbine/Generator Full Power
03/10/01 0200 1152 100 Turbine/Generator Full Power
03/10/01 0300 1152 100.1 Turbine/Generator Full Power
03/10/01 0400 1152 100 Turbine/Generator Full Power
03/10/01 0500 1152 100 Turbine/Generator Full Power
03/10/01 0600 1152 100 Turbine/Generator Full Power
03/10/01 0700 1152 100 Turbine/Generator Full Power
03/10/01 0800 1151 100 Turbine/Generator Full Power
03/10/01 0900 1152 99.9 Turbine/Generator Full Power
03/10/01 1000 1152 99.9 Turbine/Generator Full Power
03/10/01 1100 1151 99.9 Turbine/Generator Full Power
03/10/01 1200 1151 100 Turbine/Generator Full Power
03/10/01 1300 1151 100 Turbine/Generator Full Power
03/10/01 1400 1151 99.9 Turbine/Generator Full Power
03/10/01 1500 1151 100 Turbine/Generator Full Power
03/10/01 1600 1151 99.9 Turbine/Generator Full Power
03/10/01 1700 1151 100 Turbine/Generator Full Power
03/10/01 1800 1151 100 Turbine/Generator Full Power
03/10/01 1900 1152 100 Turbine/Generator Full Power
03/10/01 2000 1152 99.9 Quarterly STP M-21C Main Turbine Valve Testing
03/10/01 2100 1018 90 STP M-21C
03/10/01 2200 969 84.8 STP M-21C
03/10/01 2300 977 86 STP M-21C
03/10/01 2400 971 85.9 STP M-21C
03/11/01 0100 1076 92.6 STP M-21C
03/11/01 0200 1113 96.6 STP M-21C
03/11/01 0300 1114 97 STP M-21C
03/11/01 0400 1142 99.8 STP M-21C
03/11/01 0500 1152 100 100% T/G & RX power
03/11/01 0600 1151 100 Turbine/Generator Full Power
03/11/01 0700 1150 99.9 Turbine/Generator Full Power



03/11/01 0800 1151 100 Turbine/Generator Full Power
03/11/01 0900 1149 99.9 Turbine/Generator Full Power
03/11/01 1000 1149 99.7 Turbine/Generator Full Power
03/11/01 1100 1150 99.9 Turbine/Generator Full Power
03/11/01 1200 1150 99.9 Turbine/Generator Full Power
03/11/01 1300 1150 99.8 Turbine/Generator Full Power
03/11/01 1400 1150 99.9 Turbine/Generator Full Power
03/11/01 1500 1152 100 Turbine/Generator Full Power
03/11/01 1600 1151 100 Turbine/Generator Full Power
03/11/01 1700 1151 99.9 Turbine/Generator Full Power
03/11/01 1800 1151 100 Turbine/Generator Full Power
03/11/01 1900 1151 100 Turbine/Generator Full Power
03/11/01 2000 1151 100 Turbine/Generator Full Power
03/11/01 2100 1151 100 Turbine/Generator Full Power
03/11/01 2200 1152 100 Turbine/Generator Full Power
03/11/01 2300 1152 100 Turbine/Generator Full Power
03/11/01 2400 1153 100 Turbine/Generator Full Power
03/12/01 0100 1151 100 Turbine/Generator Full Power
03/12/01 0200 1151 99.9 Turbine/Generator Full Power
03/12/01 0300 1151 100 Turbine/Generator Full Power
03/12/01 0400 1152 100 Turbine/Generator Full Power
03/12/01 0500 1151 100 Turbine/Generator Full Power
03/12/01 0600 1152 100 Turbine/Generator Full Power
03/12/01 0700 1152 100 Turbine/Generator Full Power
03/12/01 0800 1153 100 Turbine/Generator Full Power
03/12/01 0900 1152 100 Turbine/Generator Full Power
03/12/01 1000 1152 99.9 Turbine/Generator Full Power
03/12/01 1100 1151 99.9 Turbine/Generator Full Power
03/12/01 1200 1152 100 Turbine/Generator Full Power
03/12/01 1300 1151 99.9 Turbine/Generator Full Power
03/12/01 1400 1151 100 Turbine/Generator Full Power
03/12/01 1500 1151 99.9 Turbine/Generator Full Power
03/12/01 1600 1151 99.9 Turbine/Generator Full Power
03/12/01 1700 1151 100 Turbine/Generator Full Power
03/12/01 1800 1151 99.9 Turbine/Generator Full Power
03/12/01 1900 1151 100 Turbine/Generator Full Power
03/12/01 2000 1151 100 Turbine/Generator Full Power
03/12/01 2100 1151 100 Turbine/Generator Full Power
03/12/01 2200 1152 100 Turbine/Generator Full Power
03/12/01 2300 1153 99.9 Turbine/Generator Full Power
03/12/01 2400 1153 99.9 Turbine/Generator Full Power
03/13/01 0100 1151 100 Turbine/Generator Full Power
03/13/01 0200 1151 100 Turbine/Generator Full Power
03/13/01 0300 1151 100 Turbine/Generator Full Power
03/13/01 0400 1151 100 Turbine/Generator Full Power
03/13/01 0500 1151 100 Turbine/Generator Full Power
03/13/01 0600 1150 100 Turbine/Generator Full Power
03/13/01 0700 1150 100 Turbine/Generator Full Power
03/13/01 0800 1150 100 Turbine/Generator Full Power
03/13/01 0900 1150 99.9 Turbine/Generator Full Power
03/13/01 1000 1150 99.9 Turbine/Generator Full Power
03/13/01 1100 1150 100 Turbine/Generator Full Power
03/13/01 1200 1150 99.9 Turbine/Generator Full Power
03/13/01 1300 1150 100 Turbine/Generator Full Power



03/13/01 1400 1150 100 Turbine/Generator Full Power
03/13/01 1500 1150 100 Turbine/Generator Full Power
03/13/01 1600 1150 100 Turbine/Generator Full Power
03/13/01 1700 1151 100 Turbine/Generator Full Power
03/13/01 1800 1151 100 Turbine/Generator Full Power
03/13/01 1900 1151 100 Turbine/Generator Full Power
03/13/01 2000 1151 99.9 Turbine/Generator Full Power
03/13/01 2100 1151 100 Turbine/Generator Full Power
03/13/01 2200 1152 100 Turbine/Generator Full Power
03/13/01 2300 1151 100 Turbine/Generator Full Power
03/13/01 2400 1152 100 Turbine/Generator Full Power
03/14/01 0100 1151 99.9 Turbine/Generator Full Power
03/14/01 0200 1150 99.9 Turbine/Generator Full Power
03/14/01 0300 1151 100 Turbine/Generator Full Power
03/14/01 0400 1152 100 Turbine/Generator Full Power
03/14/01 0500 1151 100 Turbine/Generator Full Power
03/14/01 0600 1150 99.9 Turbine/Generator Full Power
03/14/01 0700 1150 99.9 Turbine/Generator Full Power
03/14/01 0800 1151 100 Turbine/Generator Full Power
03/14/01 0900 1151 99.9 Turbine/Generator Full Power
03/14/01 1000 1151 100 Turbine/Generator Full Power
03/14/01 1100 1151 100 Turbine/Generator Full Power
03/14/01 1200 1151 100 Turbine/Generator Full Power
03/14/01 1300 1151 100 Turbine/Generator Full Power
03/14/01 1400 1151 100 Turbine/Generator Full Power
03/14/01 1500 1151 100 Turbine/Generator Full Power
03/14/01 1600 1151 100 Turbine/Generator Full Power
03/14/01 1700 1151 99.9 Turbine/Generator Full Power
03/14/01 1800 1151 100 Turbine/Generator Full Power
03/14/01 1900 1151 100 Turbine/Generator Full Power
03/14/01 2000 1150 99.9 Turbine/Generator Full Power
03/14/01 2100 1151 99.9 Turbine/Generator Full Power
03/14/01 2200 1151 100 Turbine/Generator Full Power
03/14/01 2300 1151 100 Turbine/Generator Full Power
03/14/01 2400 1150 100 Turbine/Generator Full Power
03/15/01 0100 1151 100 Turbine/Generator Full Power
03/15/01 0200 1151 100 Turbine/Generator Full Power
03/15/01 0300 1151 100 Turbine/Generator Full Power
03/15/01 0400 1150 100 Turbine/Generator Full Power
03/15/01 0500 1150 100 Turbine/Generator Full Power
03/15/01 0600 1150 99.9 Turbine/Generator Full Power
03/15/01 0700 1150 100 Turbine/Generator Full Power
03/15/01 0800 1151 99.9 Turbine/Generator Full Power
03/15/01 0900 1151 100 Turbine/Generator Full Power
03/15/01 1000 1151 99.9 Turbine/Generator Full Power
03/15/01 1100 1150 100 Turbine/Generator Full Power
03/15/01 1200 1150 99.9 Turbine/Generator Full Power
03/15/01 1300 1151 100 Turbine/Generator Full Power
03/15/01 1400 1152 100 Turbine/Generator Full Power
03/15/01 1500 1151 100 Turbine/Generator Full Power
03/15/01 1600 1151 99.9 Turbine/Generator Full Power
03/15/01 1700 1151 100 Turbine/Generator Full Power
03/15/01 1800 1151 100 Turbine/Generator Full Power
03/15/01 1900 1151 99.9 Turbine/Generator Full Power



03/15/01 2000 1151 100 Turbine/Generator Full Power
03/15/01 2100 1151 100 Turbine/Generator Full Power
03/15/01 2200 1151 100 Turbine/Generator Full Power
03/15/01 2300 1151 99.9 Turbine/Generator Full Power
03/15/01 2400 1151 100 Turbine/Generator Full Power
03/16/01 0100 1151 100 Turbine/Generator Full Power
03/16/01 0200 1151 100 Turbine/Generator Full Power
03/16/01 0300 1151 100.1 Turbine/Generator Full Power
03/16/01 0400 1151 100 Turbine/Generator Full Power
03/16/01 0500 1151 99.9 Turbine/Generator Full Power
03/16/01 0600 1152 100 Turbine/Generator Full Power
03/16/01 0700 1151 100 Turbine/Generator Full Power
03/16/01 0800 1151 100 Turbine/Generator Full Power
03/16/01 0900 1151 100 Turbine/Generator Full Power
03/16/01 1000 1151 100 Turbine/Generator Full Power
03/16/01 1100 1152 99.9 Turbine/Generator Full Power
03/16/01 1200 1151 100 Turbine/Generator Full Power
03/16/01 1300 1152 100 Turbine/Generator Full Power
03/16/01 1400 1151 100 Turbine/Generator Full Power
03/16/01 1500 1153 100 Turbine/Generator Full Power
03/16/01 1600 1152 100 Turbine/Generator Full Power
03/16/01 1700 1153 100 Turbine/Generator Full Power
03/16/01 1800 1152 100 Turbine/Generator Full Power
03/16/01 1900 1152 100 Turbine/Generator Full Power
03/16/01 2000 1151 100 Turbine/Generator Full Power
03/16/01 2100 1152 100 Turbine/Generator Full Power
03/16/01 2200 1152 100 Turbine/Generator Full Power
03/16/01 2300 1151 100 Turbine/Generator Full Power
03/16/01 2400 1152 100 Turbine/Generator Full Power
03/17/01 0100 1151 100 Turbine/Generator Full Power
03/17/01 0200 1151 100 Turbine/Generator Full Power
03/17/01 0300 1153 100 Turbine/Generator Full Power
03/17/01 0400 1152 100 Turbine/Generator Full Power
03/17/01 0500 1152 100 Turbine/Generator Full Power
03/17/01 0600 1152 100 Turbine/Generator Full Power
03/17/01 0700 1153 99.9 Turbine/Generator Full Power
03/17/01 0800 1152 100 Turbine/Generator Full Power
03/17/01 0900 1153 100 Turbine/Generator Full Power
03/17/01 1000 1151 99.9 Turbine/Generator Full Power
03/17/01 1100 1150 100 Turbine/Generator Full Power
03/17/01 1200 1152 100 Turbine/Generator Full Power
03/17/01 1300 1153 100 Turbine/Generator Full Power
03/17/01 1400 1152 99.9 Turbine/Generator Full Power
03/17/01 1500 1151 100 Turbine/Generator Full Power
03/17/01 1600 1151 100 Turbine/Generator Full Power
03/17/01 1700 1152 99.9 Turbine/Generator Full Power
03/17/01 1800 1153 100 Turbine/Generator Full Power
03/17/01 1900 1152 99.9 Turbine/Generator Full Power
03/17/01 2000 1152 100 Turbine/Generator Full Power
03/17/01 2100 1151 99.9 Turbine/Generator Full Power
03/17/01 2200 1151 100 Turbine/Generator Full Power
03/17/01 2300 1151 99.9 Turbine/Generator Full Power
03/17/01 2400 1151 100 Turbine/Generator Full Power
03/18/01 0100 1152 100 Turbine/Generator Full Power



03/18/01 0200 1152 100 Turbine/Generator Full Power
03/18/01 0300 1151 100 Turbine/Generator Full Power
03/18/01 0400 1152 100 Turbine/Generator Full Power
03/18/01 0500 1152 100 Turbine/Generator Full Power
03/18/01 0600 1151 100 Turbine/Generator Full Power
03/18/01 0700 1152 100 Turbine/Generator Full Power
03/18/01 0800 1153 100 Turbine/Generator Full Power
03/18/01 0900 1151 100 Turbine/Generator Full Power
03/18/01 1000 1151 100 Turbine/Generator Full Power
03/18/01 1100 1152 100 Turbine/Generator Full Power
03/18/01 1200 1151 100 Turbine/Generator Full Power
03/18/01 1300 1153 100 Turbine/Generator Full Power
03/18/01 1400 1153 100 Turbine/Generator Full Power
03/18/01 1500 1151 99.9 Turbine/Generator Full Power
03/18/01 1600 1151 100 Turbine/Generator Full Power
03/18/01 1700 1153 100 Turbine/Generator Full Power
03/18/01 1800 1152 100 Turbine/Generator Full Power
03/18/01 1900 1151 100 Turbine/Generator Full Power
03/18/01 2000 1151 100 Turbine/Generator Full Power
03/18/01 2100 1151 100 Turbine/Generator Full Power
03/18/01 2200 1151 100 Turbine/Generator Full Power
03/18/01 2300 1151 100 Turbine/Generator Full Power
03/18/01 2400 1151 100 Turbine/Generator Full Power
03/19/01 0100 1151 99.9 Turbine/Generator Full Power
03/19/01 0200 1151 100 Turbine/Generator Full Power
03/19/01 0300 1151 100 Turbine/Generator Full Power
03/19/01 0400 1151 100 Turbine/Generator Full Power
03/19/01 0500 1151 100 Turbine/Generator Full Power
03/19/01 0600 1151 100 Turbine/Generator Full Power
03/19/01 0700 1150 100 Turbine/Generator Full Power
03/19/01 0800 1150 99.9 Turbine/Generator Full Power
03/19/01 0900 1150 100 Turbine/Generator Full Power
03/19/01 1000 1150 100 Turbine/Generator Full Power
03/19/01 1100 1150 100 Turbine/Generator Full Power
03/19/01 1200 1150 100 Turbine/Generator Full Power
03/19/01 1300 1150 100 Turbine/Generator Full Power
03/19/01 1400 1150 100 Turbine/Generator Full Power
03/19/01 1500 1150 100 Turbine/Generator Full Power
03/19/01 1600 1151 100 Turbine/Generator Full Power
03/19/01 1700 1150 100 Turbine/Generator Full Power
03/19/01 1800 1151 100 Turbine/Generator Full Power
03/19/01 1900 1151 100 Turbine/Generator Full Power
03/19/01 2000 1151 100 Turbine/Generator Full Power
03/19/01 2100 1150 100 Turbine/Generator Full Power
03/19/01 2200 1150 99.9 Turbine/Generator Full Power
03/19/01 2300 1151 100 Turbine/Generator Full Power
03/19/01 2400 1150 100 Turbine/Generator Full Power
03/20/01 0100 1151 100 Turbine/Generator Full Power
03/20/01 0200 1151 100 Turbine/Generator Full Power
03/20/01 0300 1150 100 Turbine/Generator Full Power
03/20/01 0400 1150 100 Turbine/Generator Full Power
03/20/01 0500 1150 99.9 Turbine/Generator Full Power
03/20/01 0600 1150 100 Turbine/Generator Full Power
03/20/01 0700 1151 100 Turbine/Generator Full Power



03/20/01 0800 1150 100 Turbine/Generator Full Power
03/20/01 0900 1150 100 Turbine/Generator Full Power
03/20/01 1000 1150 100 Turbine/Generator Full Power
03/20/01 1100 1150 100 Turbine/Generator Full Power
03/20/01 1200 1150 100 Turbine/Generator Full Power
03/20/01 1300 1149 100 Turbine/Generator Full Power
03/20/01 1400 1149 100 Turbine/Generator Full Power
03/20/01 1500 1150 100 Turbine/Generator Full Power
03/20/01 1600 1150 100 Turbine/Generator Full Power
03/20/01 1700 1150 100 Turbine/Generator Full Power
03/20/01 1800 1151 100 Turbine/Generator Full Power
03/20/01 1900 1151 100 Turbine/Generator Full Power
03/20/01 2000 1152 100 Turbine/Generator Full Power
03/20/01 2100 1153 100 Turbine/Generator Full Power
03/20/01 2200 1150 100 Turbine/Generator Full Power
03/20/01 2300 1148 100 Turbine/Generator Full Power
03/20/01 2400 1150 100 Turbine/Generator Full Power
03/21/01 0100 1149 100 Turbine/Generator Full Power
03/21/01 0200 1150 100 Turbine/Generator Full Power
03/21/01 0300 1150 100 Turbine/Generator Full Power
03/21/01 0400 1151 100 Turbine/Generator Full Power
03/21/01 0500 1150 99.9 Turbine/Generator Full Power
03/21/01 0600 1152 100 Turbine/Generator Full Power
03/21/01 0700 1150 100 Turbine/Generator Full Power
03/21/01 0800 1150 100 Turbine/Generator Full Power
03/21/01 0900 1150 100 Turbine/Generator Full Power
03/21/01 1000 1150 100 Turbine/Generator Full Power
03/21/01 1100 1150 100 Turbine/Generator Full Power
03/21/01 1200 1150 100 Turbine/Generator Full Power
03/21/01 1300 1149 100 Turbine/Generator Full Power
03/21/01 1400 1149 100 Turbine/Generator Full Power
03/21/01 1500 1149 100 Turbine/Generator Full Power
03/21/01 1600 1151 100 Turbine/Generator Full Power
03/21/01 1700 1150 100 Turbine/Generator Full Power
03/21/01 1800 1150 100 Turbine/Generator Full Power
03/21/01 1900 1150 100 Turbine/Generator Full Power
03/21/01 2000 1152 99.9 Turbine/Generator Full Power
03/21/01 2100 1151 100 Turbine/Generator Full Power
03/21/01 2200 1150 100 Turbine/Generator Full Power
03/21/01 2300 1150 100 Turbine/Generator Full Power
03/21/01 2400 1150 100 Turbine/Generator Full Power
03/22/01 0100 1150 100 Turbine/Generator Full Power
03/22/01 0200 1151 100 Turbine/Generator Full Power
03/22/01 0300 1151 100 Turbine/Generator Full Power
03/22/01 0400 1150 100 Turbine/Generator Full Power
03/22/01 0500 1151 100 Turbine/Generator Full Power
03/22/01 0600 1151 100 Turbine/Generator Full Power
03/22/01 0700 1150 100 Turbine/Generator Full Power
03/22/01 0800 1150 99.9 Turbine/Generator Full Power
03/22/01 0900 1150 99.9 Turbine/Generator Full Power
03/22/01 1000 1150 100 Turbine/Generator Full Power
03/22/01 1100 1149 100.1 Turbine/Generator Full Power
03/22/01 1200 1149 100.1 Turbine/Generator Full Power
03/22/01 1300 1149 100 Turbine/Generator Full Power



03/22/01 1400 1149 100 Turbine/Generator Full Power
03/22/01 1500 1149 100 Turbine/Generator Full Power
03/22/01 1600 1150 100 Turbine/Generator Full Power
03/22/01 1700 1150 100 Turbine/Generator Full Power
03/22/01 1800 1150 100 Turbine/Generator Full Power
03/22/01 1900 1150 100 Turbine/Generator Full Power
03/22/01 2000 1150 100 Turbine/Generator Full Power
03/22/01 2100 1150 100 Turbine/Generator Full Power
03/22/01 2200 1151 100 Turbine/Generator Full Power
03/22/01 2300 1150 100 Turbine/Generator Full Power
03/22/01 2400 1150 100 Turbine/Generator Full Power
03/23/01 0100 1150 100 Turbine/Generator Full Power
03/23/01 0200 1150 100 Turbine/Generator Full Power
03/23/01 0300 1151 100 Turbine/Generator Full Power
03/23/01 0400 1150 100 Turbine/Generator Full Power
03/23/01 0500 1150 99.9 Turbine/Generator Full Power
03/23/01 0600 1149 100 Turbine/Generator Full Power
03/23/01 0700 1150 100 Turbine/Generator Full Power
03/23/01 0800 1150 100 Turbine/Generator Full Power
03/23/01 0900 1151 99.3 Turbine/Generator Full Power
03/23/01 1000 1151 99.9 Turbine/Generator Full Power
03/23/01 1100 1151 99.9 Turbine/Generator Full Power
03/23/01 1200 1151 100 Turbine/Generator Full Power
03/23/01 1300 1151 100 Turbine/Generator Full Power
03/23/01 1400 1151 100 Turbine/Generator Full Power
03/23/01 1500 1151 100 Turbine/Generator Full Power
03/23/01 1600 1151 99.9 Turbine/Generator Full Power
03/23/01 1700 1151 100 Turbine/Generator Full Power
03/23/01 1800 1151 100 Turbine/Generator Full Power
03/23/01 1900 1151 100 Turbine/Generator Full Power
03/23/01 2000 1151 100 Turbine/Generator Full Power
03/23/01 2100 1151 100 Turbine/Generator Full Power
03/23/01 2200 1150 100 Turbine/Generator Full Power
03/23/01 2300 1150 100 Turbine/Generator Full Power
03/23/01 2400 1150 100 Turbine/Generator Full Power
03/24/01 0100 1151 100 Turbine/Generator Full Power
03/24/01 0200 1151 99.9 Turbine/Generator Full Power
03/24/01 0300 1150 100 Turbine/Generator Full Power
03/24/01 0400 1150 100 Turbine/Generator Full Power
03/24/01 0500 1150 100 Turbine/Generator Full Power
03/24/01 0600 1150 100 Turbine/Generator Full Power
03/24/01 0700 1150 100 Turbine/Generator Full Power
03/24/01 0800 1150 100 Turbine/Generator Full Power
03/24/01 0900 1151 100 Turbine/Generator Full Power
03/24/01 1000 1151 100 Turbine/Generator Full Power
03/24/01 1100 1151 100 Turbine/Generator Full Power
03/24/01 1200 1151 100 Turbine/Generator Full Power
03/24/01 1300 1151 100 Turbine/Generator Full Power
03/24/01 1400 1151 100 Turbine/Generator Full Power
03/24/01 1500 1151 100 Turbine/Generator Full Power
03/24/01 1600 1151 100 Turbine/Generator Full Power
03/24/01 1700 1151 100 Turbine/Generator Full Power
03/24/01 1800 1151 100 Turbine/Generator Full Power
03/24/01 1900 1151 100 Turbine/Generator Full Power



03/24/01 2000 1151 100 Turbine/Generator Full Power
03/24/01 2100 1150 100 Turbine/Generator Full Power
03/24/01 2200 1150 100 Turbine/Generator Full Power
03/24/01 2300 1150 100 Turbine/Generator Full Power
03/24/01 2400 1150 100 Turbine/Generator Full Power
03/25/01 0100 1149 100 Turbine/Generator Full Power
03/25/01 0200 1150 100 Turbine/Generator Full Power
03/25/01 0300 1150 100 Turbine/Generator Full Power
03/25/01 0400 1150 100 Turbine/Generator Full Power
03/25/01 0500 1150 100 Turbine/Generator Full Power
03/25/01 0600 1150 100 Turbine/Generator Full Power
03/25/01 0700 1150 100 Turbine/Generator Full Power
03/25/01 0800 1150 100 Turbine/Generator Full Power
03/25/01 0900 1150 100 Turbine/Generator Full Power
03/25/01 1000 1150 100 Turbine/Generator Full Power
03/25/01 1100 1150 100 Turbine/Generator Full Power
03/25/01 1200 1150 100 Turbine/Generator Full Power
03/25/01 1300 1150 100 Turbine/Generator Full Power
03/25/01 1400 1150 100 Turbine/Generator Full Power
03/25/01 1500 1150 100 Turbine/Generator Full Power
03/25/01 1600 1150 100 Turbine/Generator Full Power
03/25/01 1700 1150 100 Turbine/Generator Full Power
03/25/01 1800 1150 100 Turbine/Generator Full Power
03/25/01 1900 1150 100 Turbine/Generator Full Power
03/25/01 2000 1151 100 Turbine/Generator Full Power
03/25/01 2100 1150 100 Turbine/Generator Full Power
03/25/01 2200 1150 100 Turbine/Generator Full Power
03/25/01 2300 1150 100 Turbine/Generator Full Power
03/25/01 2400 1151 100 Turbine/Generator Full Power
03/26/01 0100 1150 100 Turbine/Generator Full Power
03/26/01 0200 1150 100 Turbine/Generator Full Power
03/26/01 0300 1151 100 Turbine/Generator Full Power
03/26/01 0400 1151 100 Turbine/Generator Full Power
03/26/01 0500 1150 100 Turbine/Generator Full Power
03/26/01 0600 1150 100 Turbine/Generator Full Power
03/26/01 0700 1150 100 Turbine/Generator Full Power
03/26/01 0800 1151 100 Turbine/Generator Full Power
03/26/01 0900 1150 99.9 Turbine/Generator Full Power
03/26/01 1000 1150 101 Turbine/Generator Full Power
03/26/01 1100 1151 99.9 Turbine/Generator Full Power
03/26/01 1200 1151 100 Turbine/Generator Full Power
03/26/01 1300 1150 100 Turbine/Generator Full Power
03/26/01 1400 1151 100 Turbine/Generator Full Power
03/26/01 1500 1151 99.9 Turbine/Generator Full Power
03/26/01 1600 1149 99.9 Turbine/Generator Full Power
03/26/01 1700 1150 99.9 Turbine/Generator Full Power
03/26/01 1800 1150 100 Turbine/Generator Full Power
03/26/01 1900 1150 100 Turbine/Generator Full Power
03/26/01 2000 1150 100 Turbine/Generator Full Power
03/26/01 2100 1150 100 Turbine/Generator Full Power
03/26/01 2200 1150 100 Turbine/Generator Full Power
03/26/01 2300 1149 99.9 Turbine/Generator Full Power
03/26/01 2400 1149 99.9 Turbine/Generator Full Power
03/27/01 0100 1150 100 Turbine/Generator Full Power



03/27/01 0200 1150 100 Turbine/Generator Full Power
03/27/01 0300 1149 100 Turbine/Generator Full Power
03/27/01 0400 1149 100 Turbine/Generator Full Power
03/27/01 0500 1150 100 Turbine/Generator Full Power
03/27/01 0600 1150 100 Turbine/Generator Full Power
03/27/01 0700 1150 100 Turbine/Generator Full Power
03/27/01 0800 1150 100 Turbine/Generator Full Power
03/27/01 0900 1151 100 Turbine/Generator Full Power
03/27/01 1000 1151 99.9 Turbine/Generator Full Power
03/27/01 1100 1151 100 Turbine/Generator Full Power
03/27/01 1200 1151 100 Turbine/Generator Full Power
03/27/01 1300 1151 100 Turbine/Generator Full Power
03/27/01 1400 1150 100 Turbine/Generator Full Power
03/27/01 1500 1151 100 Turbine/Generator Full Power
03/27/01 1600 1150 100 Turbine/Generator Full Power
03/27/01 1700 1150 100 Turbine/Generator Full Power
03/27/01 1800 1151 99.9 Turbine/Generator Full Power
03/27/01 1900 1151 100 Turbine/Generator Full Power
03/27/01 2000 1150 100 Turbine/Generator Full Power
03/27/01 2100 1150 100 Turbine/Generator Full Power
03/27/01 2200 1150 100 Turbine/Generator Full Power
03/27/01 2300 1150 100 Turbine/Generator Full Power
03/27/01 2400 1150 100 Turbine/Generator Full Power
03/28/01 0100 1150 100 Turbine/Generator Full Power
03/28/01 0200 1150 100 Turbine/Generator Full Power
03/28/01 0300 1150 100 Turbine/Generator Full Power
03/28/01 0400 1150 100 Turbine/Generator Full Power
03/28/01 0500 1150 100 Turbine/Generator Full Power
03/28/01 0600 1150 100 Turbine/Generator Full Power
03/28/01 0700 1150 100 Turbine/Generator Full Power
03/28/01 0800 1150 100 Turbine/Generator Full Power
03/28/01 0900 1150 100 Turbine/Generator Full Power
03/28/01 1000 1149 100.1 Turbine/Generator Full Power
03/28/01 1100 1147 99.9 Turbine/Generator Full Power
03/28/01 1200 1147 99.9 Turbine/Generator Full Power
03/28/01 1300 1146 100 Turbine/Generator Full Power
03/28/01 1400 1147 100 Turbine/Generator Full Power
03/28/01 1500 1147 100 Turbine/Generator Full Power
03/28/01 1600 1149 99.9 Turbine/Generator Full Power
03/28/01 1700 1151 100 Turbine/Generator Full Power
03/28/01 1800 1150 99.9 Turbine/Generator Full Power
03/28/01 1900 1151 100 Turbine/Generator Full Power
03/28/01 2000 1150 100 Turbine/Generator Full Power
03/28/01 2100 1150 100 Turbine/Generator Full Power
03/28/01 2200 1150 100 Turbine/Generator Full Power
03/28/01 2300 1151 100 Turbine/Generator Full Power
03/28/01 2400 1150 99.9 Turbine/Generator Full Power
03/29/01 0100 1151 100 Turbine/Generator Full Power
03/29/01 0200 1151 100 Turbine/Generator Full Power
03/29/01 0300 1151 100 Turbine/Generator Full Power
03/29/01 0400 1152 99.9 Turbine/Generator Full Power
03/29/01 0500 1151 100 Turbine/Generator Full Power
03/29/01 0600 1150 99.9 Turbine/Generator Full Power
03/29/01 0700 1151 100 Turbine/Generator Full Power



03/29/01 0800 1151 100 Turbine/Generator Full Power
03/29/01 0900 1151 100 Turbine/Generator Full Power
03/29/01 1000 1151 100 Turbine/Generator Full Power
03/29/01 1100 1151 100 Turbine/Generator Full Power
03/29/01 1200 1151 100 Turbine/Generator Full Power
03/29/01 1300 1151 99.9 Turbine/Generator Full Power
03/29/01 1400 1151 99.9 Turbine/Generator Full Power
03/29/01 1500 1151 100 Turbine/Generator Full Power
03/29/01 1600 1151 100 Turbine/Generator Full Power
03/29/01 1700 1152 100 Turbine/Generator Full Power
03/29/01 1800 1151 100 Turbine/Generator Full Power
03/29/01 1900 1151 99.9 Turbine/Generator Full Power
03/29/01 2000 1150 99.9 Turbine/Generator Full Power
03/29/01 2100 1151 100 Turbine/Generator Full Power
03/29/01 2200 1150 99.9 Turbine/Generator Full Power
03/29/01 2300 1151 100 Turbine/Generator Full Power
03/29/01 2400 1151 100 Turbine/Generator Full Power
03/30/01 0100 1151 99.9 Turbine/Generator Full Power
03/30/01 0200 1151 100.1 Turbine/Generator Full Power
03/30/01 0300 1151 100 Turbine/Generator Full Power
03/30/01 0400 1151 100 Turbine/Generator Full Power
03/30/01 0500 1151 100 Turbine/Generator Full Power
03/30/01 0600 1151 99.9 Turbine/Generator Full Power
03/30/01 0700 1151 100 Turbine/Generator Full Power
03/30/01 0800 1151 100 Turbine/Generator Full Power
03/30/01 0900 1150 100 Turbine/Generator Full Power
03/30/01 1000 1150 99.9 Turbine/Generator Full Power
03/30/01 1100 1151 99.9 Turbine/Generator Full Power
03/30/01 1200 1151 100 Turbine/Generator Full Power
03/30/01 1300 1149 99.9 Turbine/Generator Full Power
03/30/01 1400 1151 100 Turbine/Generator Full Power
03/30/01 1500 1151 100 Turbine/Generator Full Power
03/30/01 1600 1149 99.9 Turbine/Generator Full Power
03/30/01 1700 1151 100 Turbine/Generator Full Power
03/30/01 1800 1152 99.9 Turbine/Generator Full Power
03/30/01 1900 1150 100 Turbine/Generator Full Power
03/30/01 2000 1151 99.9 Turbine/Generator Full Power
03/30/01 2100 1151 100 Turbine/Generator Full Power
03/30/01 2200 1151 99.9 Turbine/Generator Full Power
03/30/01 2300 1151 99.9 Turbine/Generator Full Power
03/30/01 2400 1151 99.9 Turbine/Generator Full Power
03/31/01 0100 1148 100 Turbine/Generator Full Power
03/31/01 0200 1149 99.8 Turbine/Generator Full Power
03/31/01 0300 1147 99.9 Turbine/Generator Full Power
03/31/01 0400 1147 99.9 Turbine/Generator Full Power
03/31/01 0500 1147 99.9 Turbine/Generator Full Power
03/31/01 0600 1147 99.9 Turbine/Generator Full Power
03/31/01 0700 1150 99.9 Turbine/Generator Full Power
03/31/01 0800 1150 99.9 Turbine/Generator Full Power
03/31/01 0900 1150 99.9 Turbine/Generator Full Power
03/31/01 1000 1150 99.9 Turbine/Generator Full Power
03/31/01 1100 1150 99.9 Turbine/Generator Full Power
03/31/01 1200 1150 100 Turbine/Generator Full Power
03/31/01 1300 1152 99.9 Turbine/Generator Full Power



03/31/01 1400 1150 99.9 Turbine/Generator Full Power
03/31/01 1500 1150 99.9 Turbine/Generator Full Power
03/31/01 1600 1150 99.9 Turbine/Generator Full Power
03/31/01 1700 1150 100 Turbine/Generator Full Power
03/31/01 1800 1149 99.9 Turbine/Generator Full Power
03/31/01 1900 1149 99.9 Turbine/Generator Full Power
03/31/01 2000 1150 99.9 Turbine/Generator Full Power
03/31/01 2100 1150 100 Turbine/Generator Full Power
03/31/01 2200 1151 100 Turbine/Generator Full Power
03/31/01 2300 1150 100 Turbine/Generator Full Power
03/31/01 2400 1150 100 Turbine/Generator Full Power
04/01/01 0100 1150 100 Turbine/Generator Full Power
04/01/01 0300 1150 100 Turbine/Generator Full Power
04/01/01 0400 1150 100 Turbine/Generator Full Power
04/01/01 0500 1150 100 Turbine/Generator Full Power
04/01/01 0600 1151 100 Turbine/Generator Full Power
04/01/01 0700 1151 99.9 Turbine/Generator Full Power
04/01/01 0800 1150 100 Turbine/Generator Full Power
04/01/01 0900 1151 100 Turbine/Generator Full Power
04/01/01 1000 1150 99.9 Turbine/Generator Full Power
04/01/01 1100 1150 100 Turbine/Generator Full Power
04/01/01 1200 1150 100 Turbine/Generator Full Power
04/01/01 1300 1150 100 Turbine/Generator Full Power
04/01/01 1400 1150 99.9 Turbine/Generator Full Power
04/01/01 1500 1149 100 Turbine/Generator Full Power
04/01/01 1600 1150 99.9 Turbine/Generator Full Power
04/01/01 1700 1150 99.9 Turbine/Generator Full Power
04/01/01 1800 1151 99.9 Turbine/Generator Full Power
04/01/01 1900 1151 100 Turbine/Generator Full Power
04/01/01 2000 1151 100 Turbine/Generator Full Power
04/01/01 2100 1151 100 Turbine/Generator Full Power
04/01/01 2200 1151 99.9 Turbine/Generator Full Power
04/01/01 2300 1151 100 Turbine/Generator Full Power
04/01/01 2400 1150 99.9 Turbine/Generator Full Power
04/02/01 0100 1150 100 Turbine/Generator Full Power
04/02/01 0200 1150 99.9 Turbine/Generator Full Power
04/02/01 0300 1150 100 Turbine/Generator Full Power
04/02/01 0400 1150 100 Turbine/Generator Full Power
04/02/01 0500 1150 100 Turbine/Generator Full Power
04/02/01 0600 1150 100 Turbine/Generator Full Power
04/02/01 0700 1150 99.9 Turbine/Generator Full Power
04/02/01 0800 1149 99.9 Turbine/Generator Full Power
04/02/01 0900 1149 100 Turbine/Generator Full Power
04/02/01 1000 1150 100 Turbine/Generator Full Power
04/02/01 1100 1150 100 Turbine/Generator Full Power
04/02/01 1200 1151 100 Turbine/Generator Full Power
04/02/01 1300 1150 100 Turbine/Generator Full Power
04/02/01 1400 1150 99.9 Turbine/Generator Full Power
04/02/01 1500 1149 100 Turbine/Generator Full Power
04/02/01 1600 1150 100 Turbine/Generator Full Power
04/02/01 1700 1149 100 Turbine/Generator Full Power
04/02/01 1800 1150 99.9 Turbine/Generator Full Power
04/02/01 1900 1150 99.9 Turbine/Generator Full Power
04/02/01 2000 1151 100 Turbine/Generator Full Power



04/02/01 2100 1150 100 Turbine/Generator Full Power
04/02/01 2200 1150 100 Turbine/Generator Full Power
04/02/01 2300 1150 100 Turbine/Generator Full Power
04/02/01 2400 1150 100 Turbine/Generator Full Power
04/03/01 0100 1150 99.9 Turbine/Generator Full Power
04/03/01 0200 1151 100 Turbine/Generator Full Power
04/03/01 0300 1500 99.9 Turbine/Generator Full Power
04/03/01 0400 1150 99.9 Turbine/Generator Full Power
04/03/01 0500 1151 100 Turbine/Generator Full Power
04/03/01 0600 1151 100 Turbine/Generator Full Power
04/03/01 0700 1151 99.9 Turbine/Generator Full Power
04/03/01 0800 1151 100 Turbine/Generator Full Power
04/03/01 0900 1150 100 Turbine/Generator Full Power
04/03/01 1000 1150 100 Turbine/Generator Full Power
04/03/01 1100 1150 99.9 Turbine/Generator Full Power
04/03/01 1200 1151 100 Turbine/Generator Full Power
04/03/01 1300 1152 100 Turbine/Generator Full Power
04/03/01 1400 1150 99.9 Turbine/Generator Full Power
04/03/01 1500 1150 100 Turbine/Generator Full Power
04/03/01 1600 1150 99.9 Turbine/Generator Full Power
04/03/01 1700 1150 100 Turbine/Generator Full Power
04/03/01 1800 1151 100 Turbine/Generator Full Power
04/03/01 1900 1151 100 Turbine/Generator Full Power
04/03/01 2000 1151 100 Turbine/Generator Full Power
04/03/01 2100 1151 99.9 Turbine/Generator Full Power
04/03/01 2200 1151 99.9 Turbine/Generator Full Power
04/03/01 2300 1151 100 Turbine/Generator Full Power
04/03/01 2400 1151 100 Turbine/Generator Full Power
04/04/01 0100 1150 99.9 Turbine/Generator Full Power
04/04/01 0200 1150 100 Turbine/Generator Full Power
04/04/01 0300 1150 100 Turbine/Generator Full Power
04/04/01 0400 1150 99.9 Turbine/Generator Full Power
04/04/01 0500 1151 100 Turbine/Generator Full Power
04/04/01 0600 1151 100 Turbine/Generator Full Power
04/04/01 0700 1151 99.9 Turbine/Generator Full Power
04/04/01 0800 1150 99.9 Turbine/Generator Full Power
04/04/01 0900 1150 100 Turbine/Generator Full Power
04/04/01 1000 1149 100.1 Turbine/Generator Full Power
04/04/01 1100 1151 100 Turbine/Generator Full Power
04/04/01 1200 1154 100.1 Turbine/Generator Full Power
04/04/01 1300 1150 99.9 Turbine/Generator Full Power
04/04/01 1400 1150 100 Turbine/Generator Full Power
04/04/01 1500 1150 100 Turbine/Generator Full Power
04/04/01 1600 1151 100 Turbine/Generator Full Power
04/04/01 1700 1151 99.9 Turbine/Generator Full Power
04/04/01 1800 1151 100 Turbine/Generator Full Power
04/04/01 1900 1151 100 Turbine/Generator Full Power
04/04/01 2000 1152 100 Turbine/Generator Full Power
04/04/01 2100 1152 100 Turbine/Generator Full Power
04/04/01 2200 1151 100 Turbine/Generator Full Power
04/04/01 2300 1151 100 Turbine/Generator Full Power
04/04/01 2400 1150 100 Turbine/Generator Full Power
04/05/01 0100 1150 100 Turbine/Generator Full Power
04/05/01 0200 1151 100 Turbine/Generator Full Power



04/05/01 0300 1151 100 Turbine/Generator Full Power
04/05/01 0400 1152 99.9 Turbine/Generator Full Power
04/05/01 0500 1152 100 Turbine/Generator Full Power
04/05/01 0600 1151 99.9 Turbine/Generator Full Power
04/05/01 0700 1151 100 Turbine/Generator Full Power
04/05/01 0800 1151 99.9 Turbine/Generator Full Power
04/05/01 0900 1151 100 Turbine/Generator Full Power
04/05/01 1000 1151 100 Turbine/Generator Full Power
04/05/01 1100 1150 100 Turbine/Generator Full Power
04/05/01 1200 1151 100 Turbine/Generator Full Power
04/05/01 1300 1151 100 Turbine/Generator Full Power
04/05/01 1400 1151 100 Turbine/Generator Full Power
04/05/01 1500 1151 100 Turbine/Generator Full Power
04/05/01 1600 1151 100 Turbine/Generator Full Power
04/05/01 1700 1150 99.9 Turbine/Generator Full Power
04/05/01 1800 1151 100 Turbine/Generator Full Power
04/05/01 1900 1152 100 Turbine/Generator Full Power
04/05/01 2000 1150 99.9 Turbine/Generator Full Power
04/05/01 2100 1152 100 Turbine/Generator Full Power
04/05/01 2200 1152 100 Turbine/Generator Full Power
04/05/01 2300 1150 100 Turbine/Generator Full Power
04/05/01 2400 1152 100 Turbine/Generator Full Power
04/06/01 0100 1150 100 Turbine/Generator Full Power
04/06/01 0200 1150 100 Turbine/Generator Full Power
04/06/01 0300 1151 100 Turbine/Generator Full Power
04/06/01 0400 1151 100 Turbine/Generator Full Power
04/06/01 0500 1150 100 Turbine/Generator Full Power
04/06/01 0600 1153 100 Turbine/Generator Full Power
04/06/01 0700 1152 100 Turbine/Generator Full Power
04/06/01 0800 1150 100 Turbine/Generator Full Power
04/06/01 0900 1150 100 Turbine/Generator Full Power
04/06/01 1000 1151 99.9 Turbine/Generator Full Power
04/06/01 1100 1150 99.9 Turbine/Generator Full Power
04/06/01 1200 1150 99.9 Turbine/Generator Full Power
04/06/01 1300 1150 99.9 Turbine/Generator Full Power
04/06/01 1400 1151 99.9 Turbine/Generator Full Power
04/06/01 1500 1149 99.9 Turbine/Generator Full Power
04/06/01 1600 1150 99.9 Turbine/Generator Full Power
04/06/01 1700 1150 100 Turbine/Generator Full Power
04/06/01 1800 1150 100 Turbine/Generator Full Power
04/06/01 1900 1150 99.9 Turbine/Generator Full Power
04/06/01 2000 1150 99.9 Turbine/Generator Full Power
04/06/01 2100 1151 100 Turbine/Generator Full Power
04/06/01 2200 1150 99.9 Turbine/Generator Full Power
04/06/01 2300 1149 99.9 Turbine/Generator Full Power
04/06/01 2400 1151 99.9 Turbine/Generator Full Power
04/07/01 0100 1150 99.9 Turbine/Generator Full Power
04/07/01 0200 1150 99.9 Turbine/Generator Full Power
04/07/01 0300 1149 99.9 Turbine/Generator Full Power
04/07/01 0400 1150 99.9 Turbine/Generator Full Power
04/07/01 0500 1150 99.9 Turbine/Generator Full Power
04/07/01 0600 1149 99.9 Turbine/Generator Full Power
04/07/01 0700 1150 100 Turbine/Generator Full Power
04/07/01 0800 1150 100 Turbine/Generator Full Power



04/07/01 0900 1150 99.9 Turbine/Generator Full Power
04/07/01 1000 1149 99.9 Turbine/Generator Full Power
04/07/01 1100 1150 99.9 Turbine/Generator Full Power
04/07/01 1200 1150 99.9 Turbine/Generator Full Power
04/07/01 1300 1151 99.9 Turbine/Generator Full Power
04/07/01 1400 1151 100 Turbine/Generator Full Power
04/07/01 1500 1150 99.9 Turbine/Generator Full Power
04/07/01 1600 1150 100 Turbine/Generator Full Power
04/07/01 1700 1150 99.9 Turbine/Generator Full Power
04/07/01 1800 1150 99.9 Turbine/Generator Full Power
04/07/01 1900 1150 100 Turbine/Generator Full Power
04/07/01 2000 1150 100 Turbine/Generator Full Power
04/07/01 2100 1150 99.9 Turbine/Generator Full Power
04/07/01 2200 1150 100 Turbine/Generator Full Power
04/07/01 2300 1149 99.9 Turbine/Generator Full Power
04/07/01 2400 1149 100 Turbine/Generator Full Power
04/08/01 0100 1150 99.9 Turbine/Generator Full Power
04/08/01 0200 1150 99.9 Turbine/Generator Full Power
04/08/01 0300 1150 100 Turbine/Generator Full Power
04/08/01 0400 1150 99.8 Turbine/Generator Full Power
04/08/01 0500 1150 100 Turbine/Generator Full Power
04/08/01 0600 1151 100 Turbine/Generator Full Power
04/08/01 0700 1150 100 Turbine/Generator Full Power
04/08/01 0800 1151 100 Turbine/Generator Full Power
04/08/01 0900 1151 100 Turbine/Generator Full Power
04/08/01 1000 1151 100 Turbine/Generator Full Power
04/08/01 1100 1151 100 Turbine/Generator Full Power
04/08/01 1200 1151 100 Turbine/Generator Full Power
04/08/01 1300 1151 100 Turbine/Generator Full Power
04/08/01 1400 1150 99.9 Turbine/Generator Full Power
04/08/01 1500 1151 100 Turbine/Generator Full Power
04/08/01 1600 1151 100 Turbine/Generator Full Power
04/08/01 1700 1150 100 Turbine/Generator Full Power
04/08/01 1800 1150 100 Turbine/Generator Full Power
04/08/01 1900 1150 99.9 Turbine/Generator Full Power
04/08/01 2000 1149 99.9 Turbine/Generator Full Power
04/08/01 2100 1150 99.9 Turbine/Generator Full Power
04/08/01 2200 1151 100 Turbine/Generator Full Power
04/08/01 2300 1151 100 Turbine/Generator Full Power
04/08/01 2400 1150 100 Turbine/Generator Full Power
04/09/01 0100 1151 100 Turbine/Generator Full Power
04/09/01 0200 1150 100 Turbine/Generator Full Power
04/09/01 0300 1151 100 Turbine/Generator Full Power
04/09/01 0400 1151 100 Turbine/Generator Full Power
04/09/01 0500 1151 100 Turbine/Generator Full Power
04/09/01 0600 1151 100 Turbine/Generator Full Power
04/09/01 0700 1151 100 Turbine/Generator Full Power
04/09/01 0800 1151 100 Turbine/Generator Full Power
04/09/01 0900 1152 100 Turbine/Generator Full Power
04/09/01 1000 1152 100 Turbine/Generator Full Power
04/09/01 1100 1151 100 Turbine/Generator Full Power
04/09/01 1200 1151 100 Turbine/Generator Full Power
04/09/01 1300 1150 100 Turbine/Generator Full Power
04/09/01 1400 1152 100 Turbine/Generator Full Power



04/09/01 1500 1150 100 Turbine/Generator Full Power
04/09/01 1600 1150 100 Turbine/Generator Full Power
04/09/01 1700 1150 100 Turbine/Generator Full Power
04/09/01 1800 1151 100 Turbine/Generator Full Power
04/09/01 1900 1150 99.9 Turbine/Generator Full Power
04/09/01 2000 1150 99.9 Turbine/Generator Full Power
04/09/01 2100 1150 100 Turbine/Generator Full Power
04/09/01 2200 1150 99.9 Turbine/Generator Full Power
04/09/01 2300 1150 100 Turbine/Generator Full Power
04/09/01 2400 1150 100 Turbine/Generator Full Power
04/10/01 0100 1150 99.9 Turbine/Generator Full Power
04/10/01 0200 1150 100 Turbine/Generator Full Power
04/10/01 0300 1150 99.9 Turbine/Generator Full Power
04/10/01 0400 1150 100 Turbine/Generator Full Power
04/10/01 0500 1150 100 Turbine/Generator Full Power
04/10/01 0600 1150 100 Turbine/Generator Full Power
04/10/01 0700 1150 100 Turbine/Generator Full Power
04/10/01 0800 1150 99.9 Turbine/Generator Full Power
04/10/01 0900 1150 99.9 Turbine/Generator Full Power
04/10/01 1000 1151 100 Turbine/Generator Full Power
04/10/01 1100 1151 100 Turbine/Generator Full Power
04/10/01 1200 1151 100 Turbine/Generator Full Power
04/10/01 1300 1151 100 Turbine/Generator Full Power
04/10/01 1400 1151 100 Turbine/Generator Full Power
04/10/01 1500 1151 100 Turbine/Generator Full Power
04/10/01 1600 1151 100 Turbine/Generator Full Power
04/10/01 1700 1151 100 Turbine/Generator Full Power
04/10/01 1800 1151 100 Turbine/Generator Full Power
04/10/01 1900 1151 100 Turbine/Generator Full Power
04/10/01 2000 1151 99.9 Turbine/Generator Full Power
04/10/01 2100 1150 100 Turbine/Generator Full Power
04/10/01 2200 1150 100 Turbine/Generator Full Power
04/10/01 2300 1150 100 Turbine/Generator Full Power
04/10/01 2400 1150 100 Turbine/Generator Full Power
04/11/01 0100 1150 100 Turbine/Generator Full Power
04/11/01 0200 1150 99.9 Turbine/Generator Full Power
04/11/01 0300 1150 99.9 Turbine/Generator Full Power
04/11/01 0400 1150 100 Turbine/Generator Full Power
04/11/01 0500 1150 100 Turbine/Generator Full Power
04/11/01 0600 1150 100 Turbine/Generator Full Power
04/11/01 0700 1150 99.9 Turbine/Generator Full Power
04/11/01 0800 1151 100 Turbine/Generator Full Power
04/11/01 0900 1151 100 Turbine/Generator Full Power
04/11/01 1000 1150 100 Turbine/Generator Full Power
04/11/01 1100 1151 100 Turbine/Generator Full Power
04/11/01 1200 1150 100 Turbine/Generator Full Power
04/11/01 1300 1151 100 Turbine/Generator Full Power
04/11/01 1400 1150 100 Turbine/Generator Full Power
04/11/01 1500 1150 100 Turbine/Generator Full Power
04/11/01 1600 1150 100 Turbine/Generator Full Power
04/11/01 1700 1150 99.9 Turbine/Generator Full Power
04/11/01 1800 1150 100 Turbine/Generator Full Power
04/11/01 1900 1150 99.9 Turbine/Generator Full Power
04/11/01 2000 1150 99.9 Turbine/Generator Full Power



04/11/01 2100 1150 100 Turbine/Generator Full Power
04/11/01 2200 1150 99.9 Turbine/Generator Full Power
04/11/01 2300 1150 100 Turbine/Generator Full Power
04/11/01 2400 1150 100 Turbine/Generator Full Power
04/12/01 0100 1150 100 Turbine/Generator Full Power
04/12/01 0200 1149 99.9 Turbine/Generator Full Power
04/12/01 0300 1150 99.9 Turbine/Generator Full Power
04/12/01 0400 1150 99.9 Turbine/Generator Full Power
04/12/01 0500 1150 99.9 Turbine/Generator Full Power
04/12/01 0600 1150 100 Turbine/Generator Full Power
04/12/01 0700 1151 99.9 Turbine/Generator Full Power
04/12/01 0800 1151 100 Turbine/Generator Full Power
04/12/01 0900 1150 100 Turbine/Generator Full Power
04/12/01 1000 1149 100 Turbine/Generator Full Power
04/12/01 1100 1149 99.9 Turbine/Generator Full Power
04/12/01 1200 1150 99.9 Turbine/Generator Full Power
04/12/01 1300 1150 99.9 Turbine/Generator Full Power
04/12/01 1400 1150 100 Turbine/Generator Full Power
04/12/01 1500 1150 99.9 Turbine/Generator Full Power
04/12/01 1600 1150 100 Turbine/Generator Full Power
04/12/01 1700 1150 100 Turbine/Generator Full Power
04/12/01 1800 1151 99.9 Turbine/Generator Full Power
04/12/01 1900 1153 99.9 Turbine/Generator Full Power
04/12/01 2000 1150 99.9 Turbine/Generator Full Power
04/12/01 2100 1149 99.9 Turbine/Generator Full Power
04/12/01 2200 1150 99.8 Turbine/Generator Full Power
04/12/01 2300 1151 100 Turbine/Generator Full Power
04/12/01 2400 1150 99.9 Turbine/Generator Full Power
04/13/01 0100 1150 100 Turbine/Generator Full Power
04/13/01 0200 1151 100 Turbine/Generator Full Power
04/13/01 0300 1149 99.9 Turbine/Generator Full Power
04/13/01 0400 1151 100 Turbine/Generator Full Power
04/13/01 0500 1150 99.8 Turbine/Generator Full Power
04/13/01 0600 1151 100 Turbine/Generator Full Power
04/13/01 0700 1150 100 Turbine/Generator Full Power
04/13/01 0800 1150 99.9 Turbine/Generator Full Power
04/13/01 0900 1151 100 Turbine/Generator Full Power
04/13/01 1000 1150 99.9 Turbine/Generator Full Power
04/13/01 1100 1152 100 Turbine/Generator Full Power
04/13/01 1200 1150 100 Turbine/Generator Full Power
04/13/01 1300 1150 100 Turbine/Generator Full Power
04/13/01 1400 1151 99.9 Turbine/Generator Full Power
04/13/01 1500 1151 100 Turbine/Generator Full Power
04/13/01 1600 1150 99.9 Turbine/Generator Full Power
04/13/01 1700 1151 100 Turbine/Generator Full Power
04/13/01 1800 1151 100 Turbine/Generator Full Power
04/13/01 1900 1151 100 Turbine/Generator Full Power
04/13/01 2000 1152 99.9 Turbine/Generator Full Power
04/13/01 2100 1150 100 Turbine/Generator Full Power
04/13/01 2200 1150 100 Turbine/Generator Full Power
04/13/01 2300 1152 100 Turbine/Generator Full Power
04/13/01 2400 1151 99.9 Turbine/Generator Full Power
04/14/01 0100 1150 99.9 Turbine/Generator Full Power
04/14/01 0200 1150 100 Turbine/Generator Full Power



04/14/01 0300 1148 100 Turbine/Generator Full Power
04/14/01 0400 1150 100 Turbine/Generator Full Power
04/14/01 0500 1153 100 Turbine/Generator Full Power
04/14/01 0600 1149 99.9 Turbine/Generator Full Power
04/14/01 0700 1151 99.9 Turbine/Generator Full Power
04/14/01 0800 1150 99.9 Turbine/Generator Full Power
04/14/01 0900 1150 100 Turbine/Generator Full Power
04/14/01 1000 1151 100 Turbine/Generator Full Power
04/14/01 1100 1151 100 Turbine/Generator Full Power
04/14/01 1200 1151 100 Turbine/Generator Full Power
04/14/01 1300 1151 100 Turbine/Generator Full Power
04/14/01 1400 1151 100 Turbine/Generator Full Power
04/14/01 1500 1150 99.9 Turbine/Generator Full Power
04/14/01 1600 1151 100 Turbine/Generator Full Power
04/14/01 1700 1151 100 Turbine/Generator Full Power
04/14/01 1800 1151 100 Turbine/Generator Full Power
04/14/01 1900 1151 100 Turbine/Generator Full Power
04/14/01 2000 1150 100 Turbine/Generator Full Power
04/14/01 2100 1149 100 Turbine/Generator Full Power
04/14/01 2200 1151 99.9 Turbine/Generator Full Power
04/14/01 2300 1152 99.9 Turbine/Generator Full Power
04/14/01 2400 1152 100 Turbine/Generator Full Power
04/15/01 0100 1152 100 Turbine/Generator Full Power
04/15/01 0200 1151 100 Turbine/Generator Full Power
04/15/01 0300 1151 99.9 Turbine/Generator Full Power
04/15/01 0400 1150 99.9 Turbine/Generator Full Power
04/15/01 0500 1149 99.9 Turbine/Generator Full Power
04/15/01 0600 1151 100 Turbine/Generator Full Power
04/15/01 0700 1149 100 Turbine/Generator Full Power
04/15/01 0800 1150 99.9 Turbine/Generator Full Power
04/15/01 0900 1150 100 Turbine/Generator Full Power
04/15/01 1000 1150 100 Turbine/Generator Full Power
04/15/01 1100 1150 100 Turbine/Generator Full Power
04/15/01 1200 1149 100 Turbine/Generator Full Power
04/15/01 1300 1148 100 Turbine/Generator Full Power
04/15/01 1400 1148 100 Turbine/Generator Full Power
04/15/01 1500 1150 100 Turbine/Generator Full Power
04/15/01 1600 1149 100 Turbine/Generator Full Power
04/15/01 1700 1150 100 Turbine/Generator Full Power
04/15/01 1800 1151 99.9 Turbine/Generator Full Power
04/15/01 1900 1152 100 Turbine/Generator Full Power
04/15/01 2000 1152 99.9 Turbine/Generator Full Power
04/15/01 2100 1152 100 Turbine/Generator Full Power
04/15/01 2200 1150 100 Turbine/Generator Full Power
04/15/01 2300 1150 100 Turbine/Generator Full Power
04/15/01 2400 1151 100 Turbine/Generator Full Power
04/16/01 0100 1153 99.9 Turbine/Generator Full Power
04/16/01 0200 1151 100 Turbine/Generator Full Power
04/16/01 0300 1151 100 Turbine/Generator Full Power
04/16/01 0400 1150 99.9 Turbine/Generator Full Power
04/16/01 0500 1150 100 Turbine/Generator Full Power
04/16/01 0600 1150 100 Turbine/Generator Full Power
04/16/01 0700 1151 100 Turbine/Generator Full Power
04/16/01 0800 1511 100 Turbine/Generator Full Power



04/16/01 0900 1151 100 Turbine/Generator Full Power
04/16/01 1000 1151 99.9 Turbine/Generator Full Power
04/16/01 1100 1151 100 Turbine/Generator Full Power
04/16/01 1200 1150 99.9 Turbine/Generator Full Power
04/16/01 1300 1150 100 Turbine/Generator Full Power
04/16/01 1400 1150 99.9 Turbine/Generator Full Power
04/16/01 1500 1150 99.9 Turbine/Generator Full Power
04/16/01 1600 1150 99.9 Turbine/Generator Full Power
04/16/01 1700 1150 100 Turbine/Generator Full Power
04/16/01 1800 1150 100 Turbine/Generator Full Power
04/16/01 1900 1151 100 Turbine/Generator Full Power
04/16/01 2000 1151 99.9 Turbine/Generator Full Power
04/16/01 2100 1151 99.9 Turbine/Generator Full Power
04/16/01 2200 1150 99.9 Turbine/Generator Full Power
04/16/01 2300 1150 100 Turbine/Generator Full Power
04/16/01 2400 1150 100 Turbine/Generator Full Power
04/17/01 0100 1150 100 Turbine/Generator Full Power
04/17/01 0200 1150 100 Turbine/Generator Full Power
04/17/01 0300 1150 99.9 Turbine/Generator Full Power
04/17/01 0400 1150 100 Turbine/Generator Full Power
04/17/01 0500 1150 99.9 Turbine/Generator Full Power
04/17/01 0600 1150 99.9 Turbine/Generator Full Power
04/17/01 0700 1150 99.9 Turbine/Generator Full Power
04/17/01 0800 1150 99.9 Turbine/Generator Full Power
04/17/01 0900 1150 99.9 Turbine/Generator Full Power
04/17/01 1000 1150 100 Turbine/Generator Full Power
04/17/01 1100 1150 100 Turbine/Generator Full Power
04/17/01 1200 1150 99.9 Turbine/Generator Full Power
04/17/01 1300 1150 100 Turbine/Generator Full Power
04/17/01 1400 1150 99.9 Turbine/Generator Full Power
04/17/01 1500 1150 100 Turbine/Generator Full Power
04/17/01 1600 1150 100 Turbine/Generator Full Power
04/17/01 1700 1150 99.9 Turbine/Generator Full Power
04/17/01 1800 1150 99.9 Turbine/Generator Full Power
04/17/01 1900 1150 99.9 Turbine/Generator Full Power
04/17/01 2000 1150 99.9 Turbine/Generator Full Power
04/17/01 2100 1150 99.9 Turbine/Generator Full Power
04/17/01 2200 1150 99.9 Turbine/Generator Full Power
04/17/01 2300 1151 100 Turbine/Generator Full Power
04/17/01 2400 1150 100 Turbine/Generator Full Power
04/18/01 0100 1150 100 Turbine/Generator Full Power
04/18/01 0200 1150 100 Turbine/Generator Full Power
04/18/01 0300 1150 100 Turbine/Generator Full Power
04/18/01 0400 1149 100 Turbine/Generator Full Power
04/18/01 0500 1148 99.9 Turbine/Generator Full Power
04/18/01 0600 1148 100 Turbine/Generator Full Power
04/18/01 0700 1148 100 Turbine/Generator Full Power
04/18/01 0800 1148 99.9 Turbine/Generator Full Power
04/18/01 0900 1148 99.8 Turbine/Generator Full Power
04/18/01 1000 1149 99.9 Turbine/Generator Full Power
04/18/01 1100 1150 99.9 Turbine/Generator Full Power
04/18/01 1200 1150 99.9 Turbine/Generator Full Power
04/18/01 1300 1149 100 Turbine/Generator Full Power
04/18/01 1400 1150 99.9 Turbine/Generator Full Power



04/18/01 1500 1150 100 Turbine/Generator Full Power
04/18/01 1600 1150 100 Turbine/Generator Full Power
04/18/01 1700 1150 100 Turbine/Generator Full Power
04/18/01 1800 1150 99.9 Turbine/Generator Full Power
04/18/01 1900 1150 100 Turbine/Generator Full Power
04/18/01 2000 1150 100 Turbine/Generator Full Power
04/18/01 2100 1150 100 Turbine/Generator Full Power
04/18/01 2200 1150 100 Turbine/Generator Full Power
04/18/01 2300 1150 100 Turbine/Generator Full Power
04/18/01 2400 1151 100 Turbine/Generator Full Power
04/19/01 0100 1150 99.9 Turbine/Generator Full Power
04/19/01 0200 1149 99.9 Turbine/Generator Full Power
04/19/01 0300 1149 99.9 Turbine/Generator Full Power
04/19/01 0400 1151 100 Turbine/Generator Full Power
04/19/01 0500 1148 99.9 Turbine/Generator Full Power
04/19/01 0600 1150 99.9 Turbine/Generator Full Power
04/19/01 0700 1150 99.9 Turbine/Generator Full Power
04/19/01 0800 1149 99.9 Turbine/Generator Full Power
04/19/01 0900 1150 99.9 Turbine/Generator Full Power
04/19/01 1000 1150 100 Turbine/Generator Full Power
04/19/01 1100 1150 99.9 Turbine/Generator Full Power
04/19/01 1200 1150 99.9 Turbine/Generator Full Power
04/19/01 1300 1149 99.9 Turbine/Generator Full Power
04/19/01 1400 1150 99.9 Turbine/Generator Full Power
04/19/01 1500 1149 100 Turbine/Generator Full Power
04/19/01 1600 1149 100 Turbine/Generator Full Power
04/19/01 1700 1149 99.9 Turbine/Generator Full Power
04/19/01 1800 1150 100 Turbine/Generator Full Power
04/19/01 1900 1151 99.9 Turbine/Generator Full Power
04/19/01 2000 1150 99.9 Turbine/Generator Full Power
04/19/01 2100 1149 99.9 Turbine/Generator Full Power
04/19/01 2200 1149 99.9 Turbine/Generator Full Power
04/19/01 2300 1150 100 Turbine/Generator Full Power
04/19/01 2400 1149 99.9 Turbine/Generator Full Power
04/20/01 0100 1150 100 Turbine/Generator Full Power
04/20/01 0200 1151 100 Turbine/Generator Full Power
04/20/01 0300 1150 99.9 Turbine/Generator Full Power
04/20/01 0400 1148 100 Turbine/Generator Full Power
04/20/01 0500 1149 100 Turbine/Generator Full Power
04/20/01 0600 1150 100 Turbine/Generator Full Power
04/20/01 0700 1151 100 Turbine/Generator Full Power
04/20/01 0800 1151 100 Turbine/Generator Full Power
04/20/01 0900 1152 100 Turbine/Generator Full Power
04/20/01 1000 1151 100 Turbine/Generator Full Power
04/20/01 1100 1151 100 Turbine/Generator Full Power
04/20/01 1200 1152 100 Turbine/Generator Full Power
04/20/01 1300 1151 100 Turbine/Generator Full Power
04/20/01 1400 1152 100 Turbine/Generator Full Power
04/20/01 1500 1152 100 Turbine/Generator Full Power
04/20/01 1600 1151 100 Turbine/Generator Full Power
04/20/01 1700 1151 100 Turbine/Generator Full Power
04/20/01 1800 1150 100 Turbine/Generator Full Power
04/20/01 1900 1152 100 Turbine/Generator Full Power
04/20/01 2000 1150 100 Turbine/Generator Full Power



04/20/01 2100 1150 100 Turbine/Generator Full Power
04/20/01 2200 1151 99.9 Turbine/Generator Full Power
04/20/01 2300 1149 99.9 Turbine/Generator Full Power
04/20/01 2400 1149 99.9 Turbine/Generator Full Power
04/21/01 0100 1149 99.9 Turbine/Generator Full Power
04/21/01 0200 1151 100 Turbine/Generator Full Power
04/21/01 0300 1151 100 Turbine/Generator Full Power
04/21/01 0400 1150 100 Turbine/Generator Full Power
04/21/01 0500 1150 100 Turbine/Generator Full Power
04/21/01 0600 1150 99.9 Turbine/Generator Full Power
04/21/01 0700 1150 99.9 Turbine/Generator Full Power
04/21/01 0800 1151 100 Turbine/Generator Full Power
04/21/01 0900 1152 100 Turbine/Generator Full Power
04/21/01 1000 1150 100 Turbine/Generator Full Power
04/21/01 1100 1151 100 Turbine/Generator Full Power
04/21/01 1200 1151 100 Turbine/Generator Full Power
04/21/01 1300 1152 100 Turbine/Generator Full Power
04/21/01 1400 1151 100 Turbine/Generator Full Power
04/21/01 1500 1152 100 Turbine/Generator Full Power
04/21/01 1600 1151 100 Turbine/Generator Full Power
04/21/01 1700 1152 100 Turbine/Generator Full Power
04/21/01 1800 1151 100 Turbine/Generator Full Power
04/21/01 1900 1152 100 Turbine/Generator Full Power
04/21/01 2000 1150 99.9 Turbine/Generator Full Power
04/21/01 2100 1150 100 Turbine/Generator Full Power
04/21/01 2200 1150 100 Turbine/Generator Full Power
04/21/01 2300 1151 100 Turbine/Generator Full Power
04/21/01 2400 1150 100 Turbine/Generator Full Power
04/22/01 0100 1150 100 Turbine/Generator Full Power
04/22/01 0200 1150 100 Turbine/Generator Full Power
04/22/01 0300 1150 100 Turbine/Generator Full Power
04/22/01 0400 1150 100 Turbine/Generator Full Power
04/22/01 0500 1151 100 Turbine/Generator Full Power
04/22/01 0600 1151 100 Turbine/Generator Full Power
04/22/01 0700 1150 100 Turbine/Generator Full Power
04/22/01 0800 1151 100 Turbine/Generator Full Power
04/22/01 0900 1152 100 Turbine/Generator Full Power
04/22/01 1000 1152 100 Turbine/Generator Full Power
04/22/01 1100 1151 100 Turbine/Generator Full Power
04/22/01 1200 1152 100 Turbine/Generator Full Power
04/22/01 1300 1151 99.9 Turbine/Generator Full Power
04/22/01 1400 1152 100 Turbine/Generator Full Power
04/22/01 1500 1152 100 Turbine/Generator Full Power
04/22/01 1600 1151 99.9 Turbine/Generator Full Power
04/22/01 1700 1152 100 Turbine/Generator Full Power
04/22/01 1800 1152 100 Turbine/Generator Full Power
04/22/01 1900 1151 100 Turbine/Generator Full Power
04/22/01 2000 1149 99.9 Turbine/Generator Full Power
04/22/01 2100 1150 100 Turbine/Generator Full Power
04/22/01 2200 1150 100 Turbine/Generator Full Power
04/22/01 2300 1150 100 Turbine/Generator Full Power
04/22/01 2400 1149 99.9 Turbine/Generator Full Power
04/23/01 0100 1150 99.9 Turbine/Generator Full Power
04/23/01 0200 1150 99.9 Turbine/Generator Full Power



04/23/01 0300 1150 100 Turbine/Generator Full Power
04/23/01 0400 1149 99.9 Turbine/Generator Full Power
04/23/01 0500 1149 100 Turbine/Generator Full Power
04/23/01 0600 1150 100 Turbine/Generator Full Power
04/23/01 0700 1149 100 Turbine/Generator Full Power
04/23/01 0800 1152 100 Turbine/Generator Full Power
04/23/01 0900 1151 99.9 Turbine/Generator Full Power
04/23/01 1000 1150 99.9 Turbine/Generator Full Power
04/23/01 1100 1150 99.9 Turbine/Generator Full Power
04/23/01 1200 1151 99.9 Turbine/Generator Full Power
04/23/01 1300 1150 100 Turbine/Generator Full Power
04/23/01 1400 1150 100 Turbine/Generator Full Power
04/23/01 1500 1149 100 Turbine/Generator Full Power
04/23/01 1600 1150 100 Turbine/Generator Full Power
04/23/01 1700 1151 100 Turbine/Generator Full Power
04/23/01 1800 1150 100 Turbine/Generator Full Power
04/23/01 1900 1150 100 Turbine/Generator Full Power
04/23/01 2000 1150 100 Turbine/Generator Full Power
04/23/01 2100 1150 100 Turbine/Generator Full Power
04/23/01 2200 1150 100 Turbine/Generator Full Power
04/23/01 2300 1150 100 Turbine/Generator Full Power
04/23/01 2400 1151 100 Turbine/Generator Full Power
04/24/01 0100 1151 100 Turbine/Generator Full Power
04/24/01 0200 1151 100 Turbine/Generator Full Power
04/24/01 0300 1151 100 Turbine/Generator Full Power
04/24/01 0400 1151 100 Turbine/Generator Full Power
04/24/01 0500 1151 100 Turbine/Generator Full Power
04/24/01 0600 1151 100 Turbine/Generator Full Power
04/24/01 0700 1151 100 Turbine/Generator Full Power
04/24/01 0800 1151 100 Turbine/Generator Full Power
04/24/01 0900 1152 100 Turbine/Generator Full Power
04/24/01 1000 1150 100 Turbine/Generator Full Power
04/24/01 1100 1151 100 Turbine/Generator Full Power
04/24/01 1200 1150 100 Turbine/Generator Full Power
04/24/01 1300 1150 100 Turbine/Generator Full Power
04/24/01 1400 1150 100 Turbine/Generator Full Power
04/24/01 1500 1150 100 Turbine/Generator Full Power
04/24/01 1600 1150 100 Turbine/Generator Full Power
04/24/01 1700 1150 100 Turbine/Generator Full Power
04/24/01 1800 1151 100 Turbine/Generator Full Power
04/24/01 1900 1151 100 Turbine/Generator Full Power
04/24/01 2000 1150 99.9 Turbine/Generator Full Power
04/24/01 2100 1151 100 Turbine/Generator Full Power
04/24/01 2200 1150 100 Turbine/Generator Full Power
04/24/01 2300 1151 100 Turbine/Generator Full Power
04/24/01 2400 1151 100 Turbine/Generator Full Power
04/25/01 0100 1150 99.9 Turbine/Generator Full Power
04/25/01 0200 1150 100 Turbine/Generator Full Power
04/25/01 0300 1150 99.9 Turbine/Generator Full Power
04/25/01 0400 1150 99.9 Turbine/Generator Full Power
04/25/01 0500 1150 100 Turbine/Generator Full Power
04/25/01 0600 1150 100 Turbine/Generator Full Power
04/25/01 0700 1150 100 Turbine/Generator Full Power
04/25/01 0800 1151 100 Turbine/Generator Full Power



04/25/01 0900 1149 100 Turbine/Generator Full Power
04/25/01 1000 1150 99.9 Turbine/Generator Full Power
04/25/01 1100 1150 100 Turbine/Generator Full Power
04/25/01 1200 1150 99.9 Turbine/Generator Full Power
04/25/01 1300 1149 100 Turbine/Generator Full Power
04/25/01 1400 1149 100 Turbine/Generator Full Power
04/25/01 1500 1150 100 Turbine/Generator Full Power
04/25/01 1600 1151 100 Turbine/Generator Full Power
04/25/01 1700 1150 100 Turbine/Generator Full Power
04/25/01 1800 1150 100 Turbine/Generator Full Power
04/25/01 1900 1150 100 Turbine/Generator Full Power
04/25/01 2000 1150 99.9 Turbine/Generator Full Power
04/25/01 2100 1150 99.9 Turbine/Generator Full Power
04/25/01 2200 1150 100 Turbine/Generator Full Power
04/25/01 2300 1150 100 Turbine/Generator Full Power
04/25/01 2400 1150 100 Turbine/Generator Full Power
04/26/01 0100 1150 100 Turbine/Generator Full Power
04/26/01 0200 1150 100 Turbine/Generator Full Power
04/26/01 0300 1150 100 Turbine/Generator Full Power
04/26/01 0400 1150 99.9 Turbine/Generator Full Power
04/26/01 0500 1150 100 Turbine/Generator Full Power
04/26/01 0600 1150 100 Turbine/Generator Full Power
04/26/01 0700 1150 100 Turbine/Generator Full Power
04/26/01 0800 1151 100 Turbine/Generator Full Power
04/26/01 0900 1152 100 Turbine/Generator Full Power
04/26/01 1000 1150 100 Turbine/Generator Full Power
04/26/01 1100 1150 100 Turbine/Generator Full Power
04/26/01 1200 1150 100 Turbine/Generator Full Power
04/26/01 1300 1151 100 Turbine/Generator Full Power
04/26/01 1400 1150 100 Turbine/Generator Full Power
04/26/01 1500 1150 100 Turbine/Generator Full Power
04/26/01 1600 1150 100 Turbine/Generator Full Power
04/26/01 1700 1150 100 Turbine/Generator Full Power
04/26/01 1800 1149 100 Turbine/Generator Full Power
04/26/01 1900 1149 100 Turbine/Generator Full Power
04/26/01 2000 1150 100 Turbine/Generator Full Power
04/26/01 2100 1149 99.9 Turbine/Generator Full Power
04/26/01 2200 1149 99.9 Turbine/Generator Full Power
04/26/01 2300 1150 100 Turbine/Generator Full Power
04/26/01 2400 1148 99.9 Turbine/Generator Full Power
04/27/01 0100 1149 100 Turbine/Generator Full Power
04/27/01 0200 1149 100 Turbine/Generator Full Power
04/27/01 0300 1150 99.9 Turbine/Generator Full Power
04/27/01 0400 1147 99.9 Turbine/Generator Full Power
04/27/01 0500 1148 99.9 Turbine/Generator Full Power
04/27/01 0600 1147 100 Turbine/Generator Full Power
04/27/01 0700 1148 100 Turbine/Generator Full Power
04/27/01 0800 1150 100 Turbine/Generator Full Power
04/27/01 0900 1149 99.9 Turbine/Generator Full Power
04/27/01 1000 1149 99.9 Turbine/Generator Full Power
04/27/01 1100 1148 99.8 Turbine/Generator Full Power
04/27/01 1200 1149 99.9 Turbine/Generator Full Power
04/27/01 1300 1149 99.9 Turbine/Generator Full Power
04/27/01 1400 1149 99.9 Turbine/Generator Full Power



04/27/01 1500 1149 99.9 Turbine/Generator Full Power
04/27/01 1600 1150 99.9 Turbine/Generator Full Power
04/27/01 1700 1150 100 Turbine/Generator Full Power
04/27/01 1800 1150 100 Turbine/Generator Full Power
04/27/01 1900 1149 99.9 Turbine/Generator Full Power
04/27/01 2000 1149 100 Turbine/Generator Full Power
04/27/01 2100 1149 100 Turbine/Generator Full Power
04/27/01 2200 1150 100 Turbine/Generator Full Power
04/27/01 2300 1149 100 Turbine/Generator Full Power
04/27/01 2400 1149 99.9 Turbine/Generator Full Power
04/28/01 0100 1150 100 Turbine/Generator Full Power
04/28/01 0200 1149 100 Turbine/Generator Full Power
04/28/01 0300 1149 100.6 Turbine/Generator Full Power
04/28/01 0400 1149 99.8 Turbine/Generator Full Power
04/28/01 0500 1149 99.9 Turbine/Generator Full Power
04/28/01 0600 1149 99.9 Turbine/Generator Full Power
04/28/01 0700 1151 99.9 Turbine/Generator Full Power
04/28/01 0800 1149 99.9 Turbine/Generator Full Power
04/28/01 0900 1149 99.9 Turbine/Generator Full Power
04/28/01 1000 1150 99.8 Turbine/Generator Full Power
04/28/01 1100 1149 99.9 Turbine/Generator Full Power
04/28/01 1200 1150 99.9 Turbine/Generator Full Power
04/28/01 1300 1149 99.8 Start of 2R10 Reactor Shutdown.
04/28/01 1400 851 76.5 2R10 Reactor shutdown.
04/28/01 1500 549 50.6 2R10 Reactor shutdown.
04/28/01 1600 241 28.7 2R10 Reactor shutdown.
04/28/01 1700 65 10.5 2R10 Start.  Separated from the Grid @ 17:55
04/28/01 1800 0 2 2R10 Refueling Outage.
04/28/01 1900 0 0 2R10 Refueling Outage.
04/28/01 2000 0 0 2R10 Refueling Outage.
04/28/01 2100 0 0 2R10 Refueling Outage.
04/28/01 2200 0 0 2R10 Refueling Outage.
04/28/01 2300 0 0 2R10 Refueling Outage.
04/28/01 2400 0 0 2R10 Refueling Outage.
04/29/01 0100 0 0 2R10 Refueling Outage.
04/29/01 0200 0 0 2R10 Refueling Outage.
04/29/01 0300 0 0 2R10 Refueling Outage.
04/29/01 0400 0 0 2R10 Refueling Outage.
04/29/01 0500 0 0 2R10 Refueling Outage.
04/29/01 0600 0 0 2R10 Refueling Outage.
04/29/01 0700 0 0 2R10 Refueling Outage.
04/29/01 0800 0 0 2R10 Refueling Outage.
04/29/01 0900 0 0 2R10 Refueling Outage.
04/29/01 1000 0 0 2R10 Refueling Outage.
04/29/01 1100 0 0 2R10 Refueling Outage.
04/29/01 1200 0 0 2R10 Refueling Outage.
04/29/01 1300 0 0 2R10 Refueling Outage.
04/29/01 1400 0 0 2R10 Refueling Outage.
04/29/01 1500 0 0 2R10 Refueling Outage.
04/29/01 1600 0 0 2R10 Refueling Outage.
04/29/01 1700 0 0 2R10 Refueling Outage.
04/29/01 1800 0 0 2R10 Refueling Outage.
04/29/01 1900 0 0 2R10 Refueling Outage.
04/29/01 2000 0 0 2R10 Refueling Outage.



04/29/01 2100 0 0 2R10 Refueling Outage.
04/29/01 2200 0 0 2R10 Refueling Outage.
04/29/01 2300 0 0 2R10 Refueling Outage.
04/29/01 2400 0 0 2R10 Refueling Outage.
04/30/01 0100 0 0 2R10 Refueling Outage.
04/30/01 0200 0 0 2R10 Refueling Outage.
04/30/01 0300 0 0 2R10 Refueling Outage.
04/30/01 0400 0 0 2R10 Refueling Outage.
04/30/01 0500 0 0 2R10 Refueling Outage.
04/30/01 0600 0 0 2R10 Refueling Outage.
04/30/01 0700 0 0 2R10 Refueling Outage.
04/30/01 0800 0 0 2R10 Refueling Outage.
04/30/01 0900 0 0 2R10 Refueling Outage.
04/30/01 1000 0 0 2R10 Refueling Outage.
04/30/01 1100 0 0 2R10 Refueling Outage.
04/30/01 1200 0 0 2R10 Refueling Outage.
04/30/01 1300 0 0 2R10 Refueling Outage.
04/30/01 1400 0 0 2R10 Refueling Outage.
04/30/01 1500 0 0 2R10 Refueling Outage.
04/30/01 1600 0 0 2R10 Refueling Outage.
04/30/01 1700 0 0 2R10 Refueling Outage.
04/30/01 1800 0 0 2R10 Refueling Outage.
04/30/01 1900 0 0 2R10 Refueling Outage.
04/30/01 2000 0 0 2R10 Refueling Outage.
04/30/01 2100 0 0 2R10 Refueling Outage.
04/30/01 2200 0 0 2R10 Refueling Outage.
04/30/01 2300 0 0 2R10 Refueling Outage.
04/30/01 2400 0 0 2R10 Refueling Outage.
05/01/01 0100 0 0 2R10 Refueling Outage.
05/01/01 0200 0 0 2R10 Refueling Outage.
05/01/01 0300 0 0 2R10 Refueling Outage.
05/01/01 0400 0 0 2R10 Refueling Outage.
05/01/01 0500 0 0 2R10 Refueling Outage.
05/01/01 0600 0 0 2R10 Refueling Outage.
05/01/01 0700 0 0 2R10 Refueling Outage.
05/01/01 0800 0 0 2R10 Refueling Outage.
05/01/01 0900 0 0 2R10 Refueling Outage.
05/01/01 1000 0 0 2R10 Refueling Outage.
05/01/01 1100 0 0 2R10 Refueling Outage.
05/01/01 1200 0 0 2R10 Refueling Outage.
05/01/01 1300 0 0 2R10 Refueling Outage.
05/01/01 1400 0 0 2R10 Refueling Outage.
05/01/01 1500 0 0 2R10 Refueling Outage.
05/01/01 1600 0 0 2R10 Refueling Outage.
05/01/01 1700 0 0 2R10 Refueling Outage.
05/01/01 1800 0 0 2R10 Refueling Outage.
05/01/01 1900 0 0 2R10 Refueling Outage.
05/01/01 2000 0 0 2R10 Refueling Outage.
05/01/01 2100 0 0 2R10 Refueling Outage.
05/01/01 2200 0 0 2R10 Refueling Outage.
05/01/01 2300 0 0 2R10 Refueling Outage.
05/01/01 2400 0 0 2R10 Refueling Outage.
05/02/01 0100 0 0 2R10 Refueling Outage.
05/02/01 0200 0 0 2R10 Refueling Outage.



05/02/01 0300 0 0 2R10 Refueling Outage.
05/02/01 0400 0 0 2R10 Refueling Outage.
05/02/01 0500 0 0 2R10 Refueling Outage.
05/02/01 0600 0 0 2R10 Refueling Outage.
05/02/01 0700 0 0 2R10 Refueling Outage.
05/02/01 0800 0 0 2R10 Refueling Outage.
05/02/01 0900 0 0 2R10 Refueling Outage.
05/02/01 1000 0 0 2R10 Refueling Outage.
05/02/01 1100 0 0 2R10 Refueling Outage.
05/02/01 1200 0 0 2R10 Refueling Outage.
05/02/01 1300 0 0 2R10 Refueling Outage.
05/02/01 1400 0 0 2R10 Refueling Outage.
05/02/01 1500 0 0 2R10 Refueling Outage.
05/02/01 1600 0 0 2R10 Refueling Outage.
05/02/01 1700 0 0 2R10 Refueling Outage.
05/02/01 1800 0 0 2R10 Refueling Outage.
05/02/01 1900 0 0 2R10 Refueling Outage.
05/02/01 2000 0 0 2R10 Refueling Outage.
05/02/01 2100 0 0 2R10 Refueling Outage.
05/02/01 2200 0 0 2R10 Refueling Outage.
05/02/01 2300 0 0 2R10 Refueling Outage.
05/02/01 2400 0 0 2R10 Refueling Outage.
05/03/01 0100 0 0 2R10 Refueling Outage.
05/03/01 0200 0 0 2R10 Refueling Outage.
05/03/01 0300 0 0 2R10 Refueling Outage.
05/03/01 0400 0 0 2R10 Refueling Outage.
05/03/01 0500 0 0 2R10 Refueling Outage.
05/03/01 0600 0 0 2R10 Refueling Outage.
05/03/01 0700 0 0 2R10 Refueling Outage.
05/03/01 0800 0 0 2R10 Refueling Outage.
05/03/01 0900 0 0 2R10 Refueling Outage.
05/03/01 1000 0 0 2R10 Refueling Outage.
05/03/01 1100 0 0 2R10 Refueling Outage.
05/03/01 1200 0 0 2R10 Refueling Outage.
05/03/01 1300 0 0 2R10 Refueling Outage.
05/03/01 1400 0 0 2R10 Refueling Outage.
05/03/01 1500 0 0 2R10 Refueling Outage.
05/03/01 1600 0 0 2R10 Refueling Outage.
05/03/01 1700 0 0 2R10 Refueling Outage.
05/03/01 1800 0 0 2R10 Refueling Outage.
05/03/01 1900 0 0 2R10 Refueling Outage.
05/03/01 2000 0 0 2R10 Refueling Outage.
05/03/01 2100 0 0 2R10 Refueling Outage.
05/03/01 2200 0 0 2R10 Refueling Outage.
05/03/01 2300 0 0 2R10 Refueling Outage.
05/03/01 2400 0 0 2R10 Refueling Outage.
05/04/01 0100 0 0 2R10 Refueling Outage.
05/04/01 0200 0 0 2R10 Refueling Outage.
05/04/01 0300 0 0 2R10 Refueling Outage.
05/04/01 0400 0 0 2R10 Refueling Outage.
05/04/01 0500 0 0 2R10 Refueling Outage.
05/04/01 0600 0 0 2R10 Refueling Outage.
05/04/01 0700 0 0 2R10 Refueling Outage.
05/04/01 0800 0 0 2R10 Refueling Outage.



05/04/01 0900 0 0 2R10 Refueling Outage.
05/04/01 1000 0 0 2R10 Refueling Outage.
05/04/01 1100 0 0 2R10 Refueling Outage.
05/04/01 1200 0 0 2R10 Refueling Outage.
05/04/01 1300 0 0 2R10 Refueling Outage.
05/04/01 1400 0 0 2R10 Refueling Outage.
05/04/01 1500 0 0 2R10 Refueling Outage.
05/04/01 1600 0 0 2R10 Refueling Outage.
05/04/01 1700 0 0 2R10 Refueling Outage.
05/04/01 1800 0 0 2R10 Refueling Outage.
05/04/01 1900 0 0 2R10 Refueling Outage.
05/04/01 2000 0 0 2R10 Refueling Outage.
05/04/01 2100 0 0 2R10 Refueling Outage.
05/04/01 2200 0 0 2R10 Refueling Outage.
05/04/01 2300 0 0 2R10 Refueling Outage.
05/04/01 2400 0 0 2R10 Refueling Outage.
05/05/01 0100 0 0 2R10 Refueling Outage.
05/05/01 0200 0 0 2R10 Refueling Outage.
05/05/01 0300 0 0 2R10 Refueling Outage.
05/05/01 0400 0 0 2R10 Refueling Outage.
05/05/01 0500 0 0 2R10 Refueling Outage.
05/05/01 0600 0 0 2R10 Refueling Outage.
05/05/01 0700 0 0 2R10 Refueling Outage.
05/05/01 0800 0 0 2R10 Refueling Outage.
05/05/01 0900 0 0 2R10 Refueling Outage.
05/05/01 1000 0 0 2R10 Refueling Outage.
05/05/01 1100 0 0 2R10 Refueling Outage.
05/05/01 1200 0 0 2R10 Refueling Outage.
05/05/01 1300 0 0 2R10 Refueling Outage.
05/05/01 1400 0 0 2R10 Refueling Outage.
05/05/01 1500 0 0 2R10 Refueling Outage.
05/05/01 1600 0 0 2R10 Refueling Outage.
05/05/01 1700 0 0 2R10 Refueling Outage.
05/05/01 1800 0 0 2R10 Refueling Outage.
05/05/01 1900 0 0 2R10 Refueling Outage.
05/05/01 2000 0 0 2R10 Refueling Outage.
05/05/01 2100 0 0 2R10 Refueling Outage.
05/05/01 2200 0 0 2R10 Refueling Outage.
05/05/01 2300 0 0 2R10 Refueling Outage.
05/05/01 2400 0 0 2R10 Refueling Outage.
05/06/01 0100 0 0 2R10 Refueling Outage.
05/06/01 0200 0 0 2R10 Refueling Outage.
05/06/01 0300 0 0 2R10 Refueling Outage.
05/06/01 0400 0 0 2R10 Refueling Outage.
05/06/01 0500 0 0 2R10 Refueling Outage.
05/06/01 0600 0 0 2R10 Refueling Outage.
05/06/01 0700 0 0 2R10 Refueling Outage.
05/06/01 0800 0 0 2R10 Refueling Outage.
05/06/01 0900 0 0 2R10 Refueling Outage.
05/06/01 1000 0 0 2R10 Refueling Outage.
05/06/01 1100 0 0 2R10 Refueling Outage.
05/06/01 1200 0 0 2R10 Refueling Outage.
05/06/01 1300 0 0 2R10 Refueling Outage.
05/06/01 1400 0 0 2R10 Refueling Outage.



05/06/01 1500 0 0 2R10 Refueling Outage.
05/06/01 1600 0 0 2R10 Refueling Outage.
05/06/01 1700 0 0 2R10 Refueling Outage.
05/06/01 1800 0 0 2R10 Refueling Outage.
05/06/01 1900 0 0 2R10 Refueling Outage.
05/06/01 2000 0 0 2R10 Refueling Outage.
05/06/01 2100 0 0 2R10 Refueling Outage.
05/06/01 2200 0 0 2R10 Refueling Outage.
05/06/01 2300 0 0 2R10 Refueling Outage.
05/06/01 2400 0 0 2R10 Refueling Outage.
05/07/01 0100 0 0 2R10 Refueling Outage.
05/07/01 0200 0 0 2R10 Refueling Outage.
05/07/01 0300 0 0 2R10 Refueling Outage.
05/07/01 0400 0 0 2R10 Refueling Outage.
05/07/01 0500 0 0 2R10 Refueling Outage.
05/07/01 0600 0 0 2R10 Refueling Outage.
05/07/01 0700 0 0 2R10 Refueling Outage.
05/07/01 0800 0 0 2R10 Refueling Outage.
05/07/01 0900 0 0 2R10 Refueling Outage.
05/07/01 1000 0 0 2R10 Refueling Outage.
05/07/01 1100 0 0 2R10 Refueling Outage.
05/07/01 1200 0 0 2R10 Refueling Outage.
05/07/01 1300 0 0 2R10 Refueling Outage.
05/07/01 1400 0 0 2R10 Refueling Outage.
05/07/01 1500 0 0 2R10 Refueling Outage.
05/07/01 1600 0 0 2R10 Refueling Outage.
05/07/01 1700 0 0 2R10 Refueling Outage.
05/07/01 1800 0 0 2R10 Refueling Outage.
05/07/01 1900 0 0 2R10 Refueling Outage.
05/07/01 2000 0 0 2R10 Refueling Outage.
05/07/01 2100 0 0 2R10 Refueling Outage.
05/07/01 2200 0 0 2R10 Refueling Outage.
05/07/01 2300 0 0 2R10 Refueling Outage.
05/07/01 2400 0 0 2R10 Refueling Outage.
05/08/01 0100 0 0 2R10 Refueling Outage.
05/08/01 0200 0 0 2R10 Refueling Outage.
05/08/01 0300 0 0 2R10 Refueling Outage.
05/08/01 0400 0 0 2R10 Refueling Outage.
05/08/01 0500 0 0 2R10 Refueling Outage.
05/08/01 0600 0 0 2R10 Refueling Outage.
05/08/01 0700 0 0 2R10 Refueling Outage.
05/08/01 0800 0 0 2R10 Refueling Outage.
05/08/01 0900 0 0 2R10 Refueling Outage.
05/08/01 1000 0 0 2R10 Refueling Outage.
05/08/01 1100 0 0 2R10 Refueling Outage.
05/08/01 1200 0 0 2R10 Refueling Outage.
05/08/01 1300 0 0 2R10 Refueling Outage.
05/08/01 1400 0 0 2R10 Refueling Outage.
05/08/01 1500 0 0 2R10 Refueling Outage.
05/08/01 1600 0 0 2R10 Refueling Outage.
05/08/01 1700 0 0 2R10 Refueling Outage.
05/08/01 1800 0 0 2R10 Refueling Outage.
05/08/01 1900 0 0 2R10 Refueling Outage.
05/08/01 2000 0 0 2R10 Refueling Outage.



05/08/01 2100 0 0 2R10 Refueling Outage.
05/08/01 2200 0 0 2R10 Refueling Outage.
05/08/01 2300 0 0 2R10 Refueling Outage.
05/08/01 2400 0 0 2R10 Refueling Outage.
05/09/01 0100 0 0 2R10 Refueling Outage.
05/09/01 0200 0 0 2R10 Refueling Outage.
05/09/01 0300 0 0 2R10 Refueling Outage.
05/09/01 0400 0 0 2R10 Refueling Outage.
05/09/01 0500 0 0 2R10 Refueling Outage.
05/09/01 0600 0 0 2R10 Refueling Outage.
05/09/01 0700 0 0 2R10 Refueling Outage.
05/09/01 0800 0 0 2R10 Refueling Outage.
05/09/01 0900 0 0 2R10 Refueling Outage.
05/09/01 1000 0 0 2R10 Refueling Outage.
05/09/01 1100 0 0 2R10 Refueling Outage.
05/09/01 1200 0 0 2R10 Refueling Outage.
05/09/01 1300 0 0 2R10 Refueling Outage.
05/09/01 1400 0 0 2R10 Refueling Outage.
05/09/01 1500 0 0 2R10 Refueling Outage.
05/09/01 1600 0 0 2R10 Refueling Outage.
05/09/01 1700 0 0 2R10 Refueling Outage.
05/09/01 1800 0 0 2R10 Refueling Outage.
05/09/01 1900 0 0 2R10 Refueling Outage.
05/09/01 2000 0 0 2R10 Refueling Outage.
05/09/01 2100 0 0 2R10 Refueling Outage.
05/09/01 2200 0 0 2R10 Refueling Outage.
05/09/01 2300 0 0 2R10 Refueling Outage.
05/09/01 2400 0 0 2R10 Refueling Outage.
05/10/01 0100 0 0 2R10 Refueling Outage.
05/10/01 0200 0 0 2R10 Refueling Outage.
05/10/01 0300 0 0 2R10 Refueling Outage.
05/10/01 0400 0 0 2R10 Refueling Outage.
05/10/01 0500 0 0 2R10 Refueling Outage.
05/10/01 0600 0 0 2R10 Refueling Outage.
05/10/01 0700 0 0 2R10 Refueling Outage.
05/10/01 0800 0 0 2R10 Refueling Outage.
05/10/01 0900 0 0 2R10 Refueling Outage.
05/10/01 1000 0 0 2R10 Refueling Outage.
05/10/01 1100 0 0 2R10 Refueling Outage.
05/10/01 1200 0 0 2R10 Refueling Outage.
05/10/01 1300 0 0 2R10 Refueling Outage.
05/10/01 1400 0 0 2R10 Refueling Outage.
05/10/01 1500 0 0 2R10 Refueling Outage.
05/10/01 1600 0 0 2R10 Refueling Outage.
05/10/01 1700 0 0 2R10 Refueling Outage.
05/10/01 1800 0 0 2R10 Refueling Outage.
05/10/01 1900 0 0 2R10 Refueling Outage.
05/10/01 2000 0 0 2R10 Refueling Outage.
05/10/01 2100 0 0 2R10 Refueling Outage.
05/10/01 2200 0 0 2R10 Refueling Outage.
05/10/01 2300 0 0 2R10 Refueling Outage.
05/10/01 2400 0 0 2R10 Refueling Outage.
05/11/01 0100 0 0 2R10 Refueling Outage.
05/11/01 0200 0 0 2R10 Refueling Outage.



05/11/01 0300 0 0 2R10 Refueling Outage.
05/11/01 0400 0 0 2R10 Refueling Outage.
05/11/01 0500 0 0 2R10 Refueling Outage.
05/11/01 0600 0 0 2R10 Refueling Outage.
05/11/01 0700 0 0 2R10 Refueling Outage.
05/11/01 0800 0 0 2R10 Refueling Outage.
05/11/01 0900 0 0 2R10 Refueling Outage.
05/11/01 1000 0 0 2R10 Refueling Outage.
05/11/01 1100 0 0 2R10 Refueling Outage.
05/11/01 1200 0 0 2R10 Refueling Outage.
05/11/01 1300 0 0 2R10 Refueling Outage.
05/11/01 1400 0 0 2R10 Refueling Outage.
05/11/01 1500 0 0 2R10 Refueling Outage.
05/11/01 1600 0 0 2R10 Refueling Outage.
05/11/01 1700 0 0 2R10 Refueling Outage.
05/11/01 1800 0 0 2R10 Refueling Outage.
05/11/01 1900 0 0 2R10 Refueling Outage.
05/11/01 2000 0 0 2R10 Refueling Outage.
05/11/01 2100 0 0 2R10 Refueling Outage.
05/11/01 2200 0 0 2R10 Refueling Outage.
05/11/01 2300 0 0 2R10 Refueling Outage.
05/11/01 2400 0 0 2R10 Refueling Outage.
05/12/01 0100 0 0 2R10 Refueling Outage.
05/12/01 0200 0 0 2R10 Refueling Outage.
05/12/01 0300 0 0 2R10 Refueling Outage.
05/12/01 0400 0 0 2R10 Refueling Outage.
05/12/01 0500 0 0 2R10 Refueling Outage.
05/12/01 0600 0 0 2R10 Refueling Outage.
05/12/01 0700 0 0 2R10 Refueling Outage.
05/12/01 0800 0 0 2R10 Refueling Outage.
05/12/01 0900 0 0 2R10 Refueling Outage.
05/12/01 1000 0 0 2R10 Refueling Outage.
05/12/01 1100 0 0 2R10 Refueling Outage.
05/12/01 1200 0 0 2R10 Refueling Outage.
05/12/01 1300 0 0 2R10 Refueling Outage.
05/12/01 1400 0 0 2R10 Refueling Outage.
05/12/01 1500 0 0 2R10 Refueling Outage.
05/12/01 1600 0 0 2R10 Refueling Outage.
05/12/01 1700 0 0 2R10 Refueling Outage.
05/12/01 1800 0 0 2R10 Refueling Outage.
05/12/01 1900 0 0 2R10 Refueling Outage.
05/12/01 2000 0 0 2R10 Refueling Outage.
05/12/01 2100 0 0 2R10 Refueling Outage.
05/12/01 2200 0 0 2R10 Refueling Outage.
05/12/01 2300 0 0 2R10 Refueling Outage.
05/12/01 2400 0 0 2R10 Refueling Outage.
05/13/01 0100 0 0 2R10 Refueling Outage.
05/13/01 0200 0 0 2R10 Refueling Outage.
05/13/01 0300 0 0 2R10 Refueling Outage.
05/13/01 0400 0 0 2R10 Refueling Outage.
05/13/01 0500 0 0 2R10 Refueling Outage.
05/13/01 0600 0 0 2R10 Refueling Outage.
05/13/01 0700 0 0 2R10 Refueling Outage.
05/13/01 0800 0 0 2R10 Refueling Outage.



05/13/01 0900 0 0 2R10 Refueling Outage.
05/13/01 1000 0 0 2R10 Refueling Outage.
05/13/01 1100 0 0 2R10 Refueling Outage.
05/13/01 1200 0 0 2R10 Refueling Outage.
05/13/01 1300 0 0 2R10 Refueling Outage.
05/13/01 1400 0 0 2R10 Refueling Outage.
05/13/01 1500 0 0 2R10 Refueling Outage.
05/13/01 1600 0 0 2R10 Refueling Outage.
05/13/01 1700 0 0 2R10 Refueling Outage.
05/13/01 1800 0 0 2R10 Refueling Outage.
05/13/01 1900 0 0 2R10 Refueling Outage.
05/13/01 2000 0 0 2R10 Refueling Outage.
05/13/01 2100 0 0 2R10 Refueling Outage.
05/13/01 2200 0 0 2R10 Refueling Outage.
05/13/01 2300 0 0 2R10 Refueling Outage.
05/13/01 2400 0 0 2R10 Refueling Outage.
05/14/01 0100 0 0 2R10 Refueling Outage.
05/14/01 0200 0 0 2R10 Refueling Outage.
05/14/01 0300 0 0 2R10 Refueling Outage.
05/14/01 0400 0 0 2R10 Refueling Outage.
05/14/01 0500 0 0 2R10 Refueling Outage.
05/14/01 0600 0 0 2R10 Refueling Outage.
05/14/01 0700 0 0 2R10 Refueling Outage.
05/14/01 0800 0 0 2R10 Refueling Outage.
05/14/01 0900 0 0 2R10 Refueling Outage.
05/14/01 1000 0 0 2R10 Refueling Outage.
05/14/01 1100 0 0 2R10 Refueling Outage.
05/14/01 1200 0 0 2R10 Refueling Outage.
05/14/01 1300 0 0 2R10 Refueling Outage.
05/14/01 1400 0 0 2R10 Refueling Outage.
05/14/01 1500 0 0 2R10 Refueling Outage.
05/14/01 1600 0 0 2R10 Refueling Outage.
05/14/01 1700 0 0 2R10 Refueling Outage.
05/14/01 1800 0 0 2R10 Refueling Outage.
05/14/01 1900 0 0 2R10 Refueling Outage.
05/14/01 2000 0 0 2R10 Refueling Outage.
05/14/01 2100 0 0 2R10 Refueling Outage.
05/14/01 2200 0 0 2R10 Refueling Outage.
05/14/01 2300 0 0 2R10 Refueling Outage.
05/14/01 2400 0 0 2R10 Refueling Outage.
05/15/01 0100 0 0 2R10 Refueling Outage.
05/15/01 0200 0 0 2R10 Refueling Outage.
05/15/01 0300 0 0 2R10 Refueling Outage.
05/15/01 0400 0 0 2R10 Refueling Outage.
05/15/01 0500 0 0 2R10 Refueling Outage.
05/15/01 0600 0 0 2R10 Refueling Outage.
05/15/01 0700 0 0 2R10 Refueling Outage.
05/15/01 0800 0 0 2R10 Refueling Outage.
05/15/01 0900 0 0 2R10 Refueling Outage.
05/15/01 1000 0 0 2R10 Refueling Outage.
05/15/01 1100 0 0 2R10 Refueling Outage.
05/15/01 1200 0 0 2R10 Refueling Outage.
05/15/01 1300 0 0 2R10 Refueling Outage.
05/15/01 1400 0 0 2R10 Refueling Outage.



05/15/01 1500 0 0 2R10 Refueling Outage.
05/15/01 1600 0 0 2R10 Refueling Outage.
05/15/01 1700 0 0 2R10 Refueling Outage.
05/15/01 1800 0 0 2R10 Refueling Outage.
05/15/01 1900 0 0 2R10 Refueling Outage.
05/15/01 2000 0 0 2R10 Refueling Outage.
05/15/01 2100 0 0 2R10 Refueling Outage.
05/15/01 2200 0 0 2R10 Refueling Outage.
05/15/01 2300 0 0 2R10 Refueling Outage.
05/15/01 2400 0 0 2R10 Refueling Outage.
05/16/01 0100 0 0 2R10 Refueling Outage.
05/16/01 0200 0 0 2R10 Refueling Outage.
05/16/01 0300 0 0 2R10 Refueling Outage.
05/16/01 0400 0 0 2R10 Refueling Outage.
05/16/01 0500 0 0 2R10 Refueling Outage.
05/16/01 0600 0 0 2R10 Refueling Outage.
05/16/01 0700 0 0 2R10 Refueling Outage.
05/16/01 0800 0 0 2R10 Refueling Outage.
05/16/01 0900 0 0 2R10 Refueling Outage.
05/16/01 1000 0 0 2R10 Refueling Outage.
05/16/01 1100 0 0 2R10 Refueling Outage.
05/16/01 1200 0 0 2R10 Refueling Outage.
05/16/01 1300 0 0 2R10 Refueling Outage.
05/16/01 1400 0 0 2R10 Refueling Outage.
05/16/01 1500 0 0 2R10 Refueling Outage.
05/16/01 1600 0 0 2R10 Refueling Outage.
05/16/01 1700 0 0 2R10 Refueling Outage.
05/16/01 1800 0 0 2R10 Refueling Outage.
05/16/01 1900 0 0 2R10 Refueling Outage.
05/16/01 2000 0 0 2R10 Refueling Outage.
05/16/01 2100 0 0 2R10 Refueling Outage.
05/16/01 2200 0 0 2R10 Refueling Outage.
05/16/01 2300 0 0 2R10 Refueling Outage.
05/16/01 2400 0 0 2R10 Refueling Outage.
05/17/01 0100 0 0 2R10 Refueling Outage.
05/17/01 0200 0 0 2R10 Refueling Outage.
05/17/01 0300 0 0 2R10 Refueling Outage.
05/17/01 0400 0 0 2R10 Refueling Outage.
05/17/01 0500 0 0 2R10 Refueling Outage.
05/17/01 0600 0 0 2R10 Refueling Outage.
05/17/01 0700 0 0 2R10 Refueling Outage.
05/17/01 0800 0 0 2R10 Refueling Outage.
05/17/01 0900 0 0 2R10 Refueling Outage.
05/17/01 1000 0 0 2R10 Refueling Outage.
05/17/01 1100 0 0 2R10 Refueling Outage.
05/17/01 1200 0 0 2R10 Refueling Outage.
05/17/01 1300 0 0 2R10 Refueling Outage.
05/17/01 1400 0 0 2R10 Refueling Outage.
05/17/01 1500 0 0 2R10 Refueling Outage.
05/17/01 1600 0 0 2R10 Refueling Outage.
05/17/01 1700 0 0 2R10 Refueling Outage.
05/17/01 1800 0 0 2R10 Refueling Outage.
05/17/01 1900 0 0 2R10 Refueling Outage.
05/17/01 2000 0 0 2R10 Refueling Outage.



05/17/01 2100 0 0 2R10 Refueling Outage.
05/17/01 2200 0 0 2R10 Refueling Outage.
05/17/01 2300 0 0 2R10 Refueling Outage.
05/17/01 2400 0 0 2R10 Refueling Outage.
05/18/01 0100 0 0 2R10 Refueling Outage.
05/18/01 0200 0 0 2R10 Refueling Outage.
05/18/01 0300 0 0 2R10 Refueling Outage.
05/18/01 0400 0 0 2R10 Refueling Outage.
05/18/01 0500 0 0 2R10 Refueling Outage.
05/18/01 0600 0 0 2R10 Refueling Outage.
05/18/01 0700 0 0 2R10 Refueling Outage.
05/18/01 0800 0 0 2R10 Refueling Outage.
05/18/01 0900 0 0 2R10 Refueling Outage.
05/18/01 1000 0 0 2R10 Refueling Outage.
05/18/01 1100 0 0 2R10 Refueling Outage.
05/18/01 1200 0 0 2R10 Refueling Outage.
05/18/01 1300 0 0 2R10 Refueling Outage.
05/18/01 1400 0 0 2R10 Refueling Outage.
05/18/01 1500 0 0 2R10 Refueling Outage.
05/18/01 1600 0 0 2R10 Refueling Outage.
05/18/01 1700 0 0 2R10 Refueling Outage.
05/18/01 1800 0 0 2R10 Refueling Outage.
05/18/01 1900 0 0 2R10 Refueling Outage.
05/18/01 2000 0 0 2R10 Refueling Outage.
05/18/01 2100 0 0 2R10 Refueling Outage.
05/18/01 2200 0 0 2R10 Refueling Outage.
05/18/01 2300 0 0 2R10 Refueling Outage.
05/18/01 2400 0 0 2R10 Refueling Outage.
05/19/01 0100 0 0 2R10 Refueling Outage.
05/19/01 0200 0 0 2R10 Refueling Outage.
05/19/01 0300 0 0 2R10 Refueling Outage.
05/19/01 0400 0 0 2R10 Refueling Outage.
05/19/01 0500 0 0 2R10 Refueling Outage.
05/19/01 0600 0 0 2R10 Refueling Outage.
05/19/01 0700 0 0 2R10 Refueling Outage.
05/19/01 0800 0 0 2R10 Refueling Outage.
05/19/01 0900 0 0 2R10 Refueling Outage.
05/19/01 1000 0 0 2R10 Refueling Outage.
05/19/01 1100 0 0 2R10 Refueling Outage.
05/19/01 1200 0 0 2R10 Refueling Outage.
05/19/01 1300 0 0 2R10 Refueling Outage.
05/19/01 1400 0 0 2R10 Refueling Outage.
05/19/01 1500 0 0 2R10 Refueling Outage.
05/19/01 1600 0 0 2R10 Refueling Outage.
05/19/01 1700 0 0 2R10 Refueling Outage.
05/19/01 1800 0 0 2R10 Refueling Outage.
05/19/01 1900 0 0 2R10 Refueling Outage.
05/19/01 2000 0 0 2R10 Refueling Outage.
05/19/01 2100 0 0 2R10 Refueling Outage.
05/19/01 2200 0 0 2R10 Refueling Outage.
05/19/01 2300 0 0 2R10 Refueling Outage.
05/19/01 2400 0 0 2R10 Refueling Outage.
05/20/01 0100 0 0 2R10 Refueling Outage.
05/20/01 0200 0 0 2R10 Refueling Outage.



05/20/01 0300 0 0 2R10 Refueling Outage.
05/20/01 0400 0 0 2R10 Refueling Outage.
05/20/01 0500 0 0 2R10 Refueling Outage.
05/20/01 0600 0 0 2R10 Refueling Outage.
05/20/01 0700 0 0 2R10 Refueling Outage.
05/20/01 0800 0 0 2R10 Refueling Outage.
05/20/01 0900 0 0 2R10 Refueling Outage.
05/20/01 1000 0 0 2R10 Refueling Outage.
05/20/01 1100 0 0 2R10 Refueling Outage.
05/20/01 1200 0 0 2R10 Refueling Outage.
05/20/01 1300 0 0 2R10 Refueling Outage.
05/20/01 1400 0 0 2R10 Refueling Outage.
05/20/01 1500 0 0 2R10 Refueling Outage.
05/20/01 1600 0 0 2R10 Refueling Outage.
05/20/01 1700 0 0 2R10 Refueling Outage.
05/20/01 1800 0 0 2R10 Refueling Outage.
05/20/01 1900 0 0 2R10 Refueling Outage.
05/20/01 2000 0 0 2R10 Refueling Outage.
05/20/01 2100 0 0 2R10 Refueling Outage.
05/20/01 2200 0 0 2R10 Refueling Outage.
05/20/01 2300 0 0 2R10 Refueling Outage.
05/20/01 2400 0 0 2R10 Refueling Outage.
05/21/01 0100 0 0 2R10 Refueling Outage.
05/21/01 0200 0 0 2R10 Refueling Outage.
05/21/01 0300 0 0 2R10 Refueling Outage.
05/21/01 0400 0 0 2R10 Refueling Outage.
05/21/01 0500 0 0 2R10 Refueling Outage.
05/21/01 0600 0 0 2R10 Refueling Outage.
05/21/01 0700 0 0 2R10 Refueling Outage.
05/21/01 0800 0 0 2R10 Refueling Outage.
05/21/01 0900 0 0 2R10 Refueling Outage.
05/21/01 1000 0 0 2R10 Refueling Outage.
05/21/01 1100 0 0 2R10 Refueling Outage.
05/21/01 1200 0 0 2R10 Refueling Outage.
05/21/01 1300 0 0 2R10 Refueling Outage.
05/21/01 1400 0 0 2R10 Refueling Outage.
05/21/01 1500 0 0 2R10 Refueling Outage.
05/21/01 1600 0 0 2R10 Refueling Outage.
05/21/01 1700 0 0 2R10 Refueling Outage.
05/21/01 1800 0 0 2R10 Refueling Outage.
05/21/01 1900 0 0 2R10 Refueling Outage.
05/21/01 2000 0 0 2R10 Refueling Outage.
05/21/01 2100 0 0 2R10 Refueling Outage.
05/21/01 2200 0 0 2R10 Refueling Outage.
05/21/01 2300 0 0 2R10 Refueling Outage.
05/21/01 2400 0 0 2R10 Refueling Outage.
05/22/01 0100 0 0 2R10 Refueling Outage.
05/22/01 0200 0 0 2R10 Refueling Outage.
05/22/01 0300 0 0 2R10 Refueling Outage.
05/22/01 0400 0 0 2R10 Refueling Outage.
05/22/01 0500 0 0 2R10 Refueling Outage.
05/22/01 0600 0 0 2R10 Refueling Outage.
05/22/01 0700 0 0 2R10 Refueling Outage.
05/22/01 0800 0 0 2R10 Refueling Outage.



05/22/01 0900 0 0 2R10 Refueling Outage.
05/22/01 1000 0 0 2R10 Refueling Outage.
05/22/01 1100 0 0 2R10 Refueling Outage.
05/22/01 1200 0 0 2R10 Refueling Outage.
05/22/01 1300 0 0 2R10 Refueling Outage.
05/22/01 1400 0 0 2R10 Refueling Outage.
05/22/01 1500 0 0 2R10 Refueling Outage.
05/22/01 1600 0 0 2R10 Refueling Outage.
05/22/01 1700 0 0 2R10 Refueling Outage.
05/22/01 1800 0 0 2R10 Refueling Outage.
05/22/01 1900 0 0 2R10 Refueling Outage.
05/22/01 2000 0 0 2R10 Refueling Outage.
05/22/01 2100 0 0 2R10 Refueling Outage.
05/22/01 2200 0 0 2R10 Refueling Outage.
05/22/01 2300 0 0 2R10 Refueling Outage.
05/22/01 2400 0 0 2R10 Refueling Outage.
05/23/01 0100 0 0 2R10 Refueling Outage.
05/23/01 0200 0 0 2R10 Refueling Outage.
05/23/01 0300 0 0 2R10 Refueling Outage.
05/23/01 0400 0 0 2R10 Refueling Outage.
05/23/01 0500 0 0 2R10 Refueling Outage.
05/23/01 0600 0 0 2R10 Refueling Outage.
05/23/01 0700 0 0 2R10 Refueling Outage.
05/23/01 0800 0 0 2R10 Refueling Outage.
05/23/01 0900 0 0 2R10 Refueling Outage.
05/23/01 1000 0 0 2R10 Refueling Outage.
05/23/01 1100 0 0 2R10 Refueling Outage.
05/23/01 1200 0 0 2R10 Refueling Outage.
05/23/01 1300 0 0 2R10 Refueling Outage.
05/23/01 1400 0 0 2R10 Refueling Outage.
05/23/01 1500 0 0 2R10 Refueling Outage.
05/23/01 1600 0 0 2R10 Refueling Outage.
05/23/01 1700 0 0 2R10 Refueling Outage.
05/23/01 1800 0 0 2R10 Refueling Outage.
05/23/01 1900 0 0 2R10 Refueling Outage.
05/23/01 2000 0 0 2R10 Refueling Outage.
05/23/01 2100 0 0 2R10 Refueling Outage.
05/23/01 2200 0 0 2R10 Refueling Outage.
05/23/01 2300 0 0 2R10 Refueling Outage.
05/23/01 2400 0 0 2R10 Refueling Outage.
05/24/01 0100 0 0 2R10 Refueling Outage.
05/24/01 0200 0 0 2R10 Refueling Outage.
05/24/01 0300 0 0 2R10 Refueling Outage.
05/24/01 0400 0 0 2R10 Refueling Outage.
05/24/01 0500 0 0 2R10 Refueling Outage.
05/24/01 0600 0 0 2R10 Refueling Outage.
05/24/01 0700 0 0 2R10 Refueling Outage.
05/24/01 0800 0 0 2R10 Refueling Outage.
05/24/01 0900 0 0 2R10 Refueling Outage.
05/24/01 1000 0 0 2R10 Refueling Outage.
05/24/01 1100 0 0 2R10 Refueling Outage.
05/24/01 1200 0 0 2R10 Refueling Outage.
05/24/01 1300 0 0 2R10 Refueling Outage.
05/24/01 1400 0 0 2R10 Refueling Outage.



05/24/01 1500 0 0 2R10 Refueling Outage.
05/24/01 1600 0 0 2R10 Refueling Outage.
05/24/01 1700 0 0 2R10 Refueling Outage.
05/24/01 1800 0 0 2R10 Refueling Outage.
05/24/01 1900 0 0 2R10 Refueling Outage.
05/24/01 2000 0 0 2R10 Refueling Outage.
05/24/01 2100 0 0 2R10 Refueling Outage.
05/24/01 2200 0 0 2R10 Refueling Outage.
05/24/01 2300 0 0 2R10 Refueling Outage.
05/24/01 2400 0 0 2R10 Refueling Outage.
05/25/01 0100 0 0 2R10 Refueling Outage.
05/25/01 0200 0 0 2R10 Refueling Outage.
05/25/01 0300 0 0 2R10 Refueling Outage.
05/25/01 0400 0 0 2R10 Refueling Outage.
05/25/01 0500 0 0 2R10 Refueling Outage.
05/25/01 0600 0 0 2R10 Refueling Outage.
05/25/01 0700 0 0 2R10 Refueling Outage.
05/25/01 0800 0 0 2R10 Refueling Outage.
05/25/01 0900 0 0 2R10 Refueling Outage.
05/25/01 1000 0 0 2R10 Refueling Outage.
05/25/01 1100 0 0 2R10 Refueling Outage.
05/25/01 1200 0 0 2R10 Refueling Outage.
05/25/01 1300 0 0 2R10 Refueling Outage.
05/25/01 1400 0 0 2R10 Refueling Outage.
05/25/01 1500 0 0 2R10 Refueling Outage.
05/25/01 1600 0 0 2R10 Refueling Outage.
05/25/01 1700 0 0 2R10 Refueling Outage.
05/25/01 1800 0 0 2R10 Refueling Outage.
05/25/01 1900 0 0 2R10 Refueling Outage.
05/25/01 2000 0 0 2R10 Refueling Outage.
05/25/01 2100 0 0 2R10 Refueling Outage.
05/25/01 2200 0 0 2R10 Refueling Outage.
05/25/01 2300 0 0 2R10 Refueling Outage.
05/25/01 2400 0 0 2R10 Refueling Outage.
05/26/01 0100 0 0 2R10 Refueling Outage.
05/26/01 0200 0 0 2R10 Refueling Outage.
05/26/01 0300 0 0 2R10 Refueling Outage.
05/26/01 0400 0 0 2R10 Refueling Outage.
05/26/01 0500 0 0 2R10 Refueling Outage.
05/26/01 0600 0 0 2R10 Refueling Outage.
05/26/01 0700 0 1.3 2R10 Refueling Outage.
05/26/01 0800 0 1.3 2R10 Refueling Outage.
05/26/01 0900 0 0.4 2R10 Refueling Outage.
05/26/01 1000 0 0.9 2R10 Refueling Outage.
05/26/01 1100 0 0.9 2R10 Refueling Outage.
05/26/01 1200 0 0.9 2R10 Refueling Outage.
05/26/01 1300 0 0.9 2R10 Refueling Outage.
05/26/01 1400 0 0.9 2R10 Refueling Outage.
05/26/01 1500 0 0.9 2R10 Refueling Outage.
05/26/01 1600 0 0.9 2R10 Refueling Outage.
05/26/01 1700 0 0.9 2R10 Refueling Outage.
05/26/01 1800 0 0.9 2R10 Refueling Outage.
05/26/01 1900 0 0.9 2R10 Refueling Outage.
05/26/01 2000 0 0.9 2R10 Refueling Outage.



05/26/01 2100 0 1 2R10 Refueling Outage.
05/26/01 2200 0 0.9 2R10 Refueling Outage.
05/26/01 2300 0 0.9 2R10 Refueling Outage.
05/26/01 2400 0 1 2R10 Refueling Outage.
05/27/01 0100 0 0.9 2R10 Refueling Outage.
05/27/01 0200 0 1 2R10 Refueling Outage.
05/27/01 0300 0 1 2R10 Refueling Outage.
05/27/01 0400 0 1 2R10 Refueling Outage.
05/27/01 0500 0 1 2R10 Refueling Outage.
05/27/01 0600 0 1 2R10 Refueling Outage.
05/27/01 0700 0 1 2R10 Refueling Outage.
05/27/01 0800 0 1 2R10 Refueling Outage.
05/27/01 0900 0 1.1 2R10 Refueling Outage.
05/27/01 1000 0 1.1 2R10 Refueling Outage.
05/27/01 1100 0 1.1 2R10 Refueling Outage.
05/27/01 1200 0 1 2R10 Refueling Outage.
05/27/01 1300 0 1.2 2R10 Refueling Outage.
05/27/01 1400 0 1.1 2R10 Refueling Outage.
05/27/01 1500 0 1.2 2R10 Refueling Outage.
05/27/01 1600 0 1.9 2R10 Refueling Outage.
05/27/01 1700 0 4 2R10 Refueling Outage.
05/27/01 1800 0 2 2R10 Refueling Outage.
05/27/01 1900 0 2 2R10 Refueling Outage.
05/27/01 2000 0 2 2R10 Refueling Outage.
05/27/01 2100 0 2 2R10 Refueling Outage.
05/27/01 2200 0 7.8 2R10 Refueling Outage.
05/27/01 2300 0 8 2R10 Refueling Outage.
05/27/01 2400 0 7.8 2R10 Refueling Outage.
05/28/01 0100 0 7.9 2R10 Refueling Outage.
05/28/01 0200 0 7.4 2R10 Refueling Outage.
05/28/01 0300 0 8.5 2R10 Refueling Outage.
05/28/01 0400 0 9.2 2R10 Refueling Outage.
05/28/01 0500 0 12 2R10 Refueling Outage.
05/28/01 0600 127 19.6 2R10 Complete.  Parallel to the Grid at 05:18.
05/28/01 0700 135 19.9 2R10 Power Ascension
05/28/01 0800 135 20.3 2R10 Power Ascension
05/28/01 0900 136 20.2 2R10 Power Ascension
05/28/01 1000 249 29.1 2R10 Power Ascension
05/28/01 1100 237 29.1 2R10 Power Ascension
05/28/01 1200 237 29.3 2R10 Power Ascension
05/28/01 1300 240 29.4 2R10 Power Ascension
05/28/01 1400 243 30 2R10 Power Ascension
05/28/01 1500 239 29.3 2R10 Power Ascension
05/28/01 1600 242 29.8 2R10 Power Ascension
05/28/01 1700 243 29.6 2R10 Power Ascension
05/28/01 1800 243 29.8 2R10 Power Ascension
05/28/01 1900 239 29.1 2R10 Power Ascension
05/28/01 2000 239 29.4 2R10 Power Ascension
05/28/01 2100 237 29 2R10 Power Ascension
05/28/01 2200 238 29.2 2R10 Power Ascension
05/28/01 2300 237 27.8 2R10 Power Ascension
05/28/01 2400 253 27.8 2R10 Power Ascension
05/29/01 0100 252 27.7 2R10 Power Ascension
05/29/01 0200 251 27.7 2R10 Power Ascension



05/29/01 0300 245 27.2 2R10 Power Ascension
05/29/01 0400 246 27.2 2R10 Power Ascension
05/29/01 0500 246 27.2 2R10 Power Ascension
05/29/01 0600 246 27.3 2R10 Power Ascension
05/29/01 0700 246 27.3 2R10 Power Ascension
05/29/01 0800 247 27.4 2R10 Power Ascension
05/29/01 0900 246 27.5 2R10 Power Ascension
05/29/01 1000 245 27.2 2R10 Power Ascension
05/29/01 1100 236 27.3 2R10 Power Ascension
05/29/01 1200 246 27.3 2R10 Power Ascension
05/29/01 1300 245 27.1 2R10 Power Ascension
05/29/01 1400 248 27.3 2R10 Power Ascension
05/29/01 1500 277 30.4 2R10 Power Ascension
05/29/01 1600 297 32.3 2R10 Power Ascension
05/29/01 1700 314 33.6 2R10 Power Ascension
05/29/01 1800 342 36 2R10 Power Ascension
05/29/01 1900 350 36.4 2R10 Power Ascension
05/29/01 2000 368 38.1 2R10 Power Ascension
05/29/01 2100 372 39.1 2R10 Power Ascension
05/29/01 2200 395 41.8 2R10 Power Ascension
05/29/01 2300 418 43 2R10 Power Ascension
05/29/01 2400 440 44.8 2R10 Power Ascension
05/30/01 0100 441 44.9 2R10 Power Ascension
05/30/01 0200 444 45.9 2R10 Power Ascension
05/30/01 0300 443 45.9 2R10 Power Ascension
05/30/01 0400 442 45.4 2R10 Power Ascension
05/30/01 0500 438 45 2R10 Power Ascension
05/30/01 0600 438 45 2R10 Power Ascension
05/30/01 0700 437 44.9 2R10 Power Ascension
05/30/01 0800 438 44.8 2R10 Power Ascension
05/30/01 0900 438 45 2R10 Power Ascension
05/30/01 1000 436 45.1 2R10 Power Ascension
05/30/01 1100 436 45.1 2R10 Power Ascension
05/30/01 1200 437 45.1 2R10 Power Ascension
05/30/01 1300 436 45.1 2R10 Power Ascension
05/30/01 1400 436 45.2 2R10 Power Ascension
05/30/01 1500 438 45.4 2R10 Power Ascension
05/30/01 1600 436 44.9 2R10 Power Ascension
05/30/01 1700 436 45 2R10 Power Ascension
05/30/01 1800 461 45 2R10 Power Ascension
05/30/01 1900 460 45 2R10 Power Ascension
05/30/01 2000 460 45 2R10 Power Ascension
05/30/01 2100 460 45 2R10 Power Ascension
05/30/01 2200 461 45 2R10 Power Ascension
05/30/01 2300 461 45 2R10 Power Ascension
05/30/01 2400 462 45 2R10 Power Ascension
05/31/01 0100 463 45.3 2R10 Power Ascension
05/31/01 0200 465 46.2 2R10 Power Ascension
05/31/01 0300 464 45.3 2R10 Power Ascension
05/31/01 0400 475 46.5 2R10 Power Ascension
05/31/01 0500 499 48 2R10 Power Ascension
05/31/01 0600 522 48.6 2R10 Power Ascension
05/31/01 0700 554 50.9 2R10 Power Ascension
05/31/01 0800 587 55 2R10 Power Ascension



05/31/01 0900 609 57.3 2R10 Power Ascension
05/31/01 1000 626 58.6 2R10 Power Ascension
05/31/01 1100 650 59.8 2R10 Power Ascension
05/31/01 1200 677 61.8 2R10 Power Ascension
05/31/01 1300 706 63.4 2R10 Power Ascension
05/31/01 1400 735 66.5 2R10 Power Ascension
05/31/01 1500 761 68.2 2R10 Power Ascension
05/31/01 1600 794 71 2R10 Power Ascension
05/31/01 1700 806 73.1 2R10 Power Ascension
05/31/01 1800 802 72.4 2R10 Power Ascension
05/31/01 1900 826 73.6 2R10 Power Ascension
05/31/01 2000 851 75.2 2R10 Power Ascension
05/31/01 2100 889 79.2 2R10 Power Ascension
05/31/01 2200 913 79.9 2R10 Power Ascension
05/31/01 2300 946 83.6 2R10 Power Ascension
05/31/01 2400 975 84.9 2R10 Power Ascension
06/01/01 0100 1003 88.1 2R10 Power Ascension
06/01/01 0200 1033 90.5 2R10 Power Ascension
06/01/01 0300 1050 92 2R10 Power Ascension
06/01/01 0400 1044 91.4 2R10 Power Ascension
06/01/01 0500 1034 90.7 2R10 Power Ascension
06/01/01 0600 1032 90.7 2R10 Power Ascension
06/01/01 0700 1035 91.3 2R10 Power Ascension
06/01/01 0800 1037 91.4 2R10 Power Ascension
06/01/01 0900 1039 91.7 2R10 Power Ascension
06/01/01 1000 1040 91.8 2R10 Power Ascension
06/01/01 1100 1042 92.2 2R10 Power Ascension
06/01/01 1200 1039 91.8 2R10 Power Ascension
06/01/01 1300 1046 92.9 2R10 Power Ascension
06/01/01 1400 1040 91.9 2R10 Power Ascension
06/01/01 1500 1040 92 2R10 Power Ascension
06/01/01 1600 1041 92.1 2R10 Power Ascension
06/01/01 1700 1042 92.3 2R10 Power Ascension
06/01/01 1800 1041 92.1 2R10 Power Ascension
06/01/01 1900 1042 92.2 2R10 Power Ascension
06/01/01 2000 1043 92.1 2R10 Power Ascension
06/01/01 2100 1043 92.3 2R10 Power Ascension
06/01/01 2200 1044 92.4 2R10 Power Ascension
06/01/01 2300 1044 92.5 2R10 Power Ascension
06/01/01 2400 1045 92.8 2R10 Power Ascension
06/02/01 0100 1044 92.7 2R10 Power Ascension
06/02/01 0200 1047 93.2 2R10 Power Ascension
06/02/01 0300 1046 93 2R10 Power Ascension
06/02/01 0400 1066 94.7 2R10 Power Ascension
06/02/01 0500 1096 95.9 2R10 Power Ascension
06/02/01 0600 1127 99.1 2R10 Power Ascension
06/02/01 0700 1137 100 2R10 Power Ascension:  RX at 100% at 06:30
06/02/01 0800 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 0900 1134 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1000 1134 99.8 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1100 1134 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1200 1135 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1300 1134 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1400 1134 99.9 2R10 continued Turbine/Generator Power Ascension.



06/02/01 1500 1134 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1600 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1700 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1800 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 1900 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 2000 1135 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 2100 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 2200 1134 99.9 2R10 continued Turbine/Generator Power Ascension.
06/02/01 2300 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/02/01 2400 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0100 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0200 1135 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0300 1136 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0400 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0500 1136 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0600 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0700 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0800 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 0900 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1000 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1100 1137 100.1 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1200 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1300 1135 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1400 1136 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1500 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1600 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1700 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1800 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 1900 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 2000 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 2100 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/03/01 2200 1135 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 2300 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/03/01 2400 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0100 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0200 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0300 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0400 1136 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0500 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0600 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0700 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0800 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 0900 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1000 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1100 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1200 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1300 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1400 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1500 1137 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1600 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1700 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1800 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 1900 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 2000 1139 100.1 2R10 continued Turbine/Generator Power Ascension.



06/04/01 2100 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 2200 1139 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 2300 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/04/01 2400 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0100 1139 100.1 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0200 1139 100.1 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0300 1139 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0400 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0500 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0600 1137 99.9 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0700 1138 99.9 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0800 1138 99.9 2R10 continued Turbine/Generator Power Ascension.
06/05/01 0900 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1000 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1100 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1200 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1300 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1400 1138 100 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1500 1138 98.4 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1600 1139 98.4 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1700 1140 98.4 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1800 1140 98.5 2R10 continued Turbine/Generator Power Ascension.
06/05/01 1900 1141 98.5 2R10 continued Turbine/Generator Power Ascension.
06/05/01 2000 1141 98.5 2R10 continued Turbine/Generator Power Ascension.
06/05/01 2100 1140 98.5 2R10 continued Turbine/Generator Power Ascension.
06/05/01 2200 1140 98.4 2R10 continued Turbine/Generator Power Ascension.
06/05/01 2300 1141 98.5 2R10 continued Turbine/Generator Power Ascension.
06/05/01 2400 1141 98.5 2R10 continued Turbine/Generator Power Ascension.
06/06/01 0100 1141 98.4 2R10 continued Turbine/Generator Power Ascension.
06/06/01 0200 1141 98.5 2R10 continued Turbine/Generator Power Ascension.
06/06/01 0300 1147 98.9 2R10 continued Turbine/Generator Power Ascension.
06/06/01 0400 1154 99.9 2R10 continued Turbine/Generator Power Ascension.
06/06/01 0500 1157 100.1 Turbine/Generator Full Power
06/06/01 0600 1156 100 Turbine/Generator Full Power
06/06/01 0700 1152 99.5 Turbine/Generator Full Power
06/06/01 0800 1145 98.9 Turbine/Generator Full Power
06/06/01 0900 1143 98.8 Turbine/Generator Full Power
06/06/01 1000 1154 99.8 Turbine/Generator Full Power
06/06/01 1100 1155 100 Turbine/Generator Full Power
06/06/01 1200 1156 100 Turbine/Generator Full Power
06/06/01 1300 1157 100 Turbine/Generator Full Power
06/06/01 1400 1156 100 Turbine/Generator Full Power
06/06/01 1500 1154 99.9 Turbine/Generator Full Power
06/06/01 1600 1155 99.9 Turbine/Generator Full Power
06/06/01 1700 1156 99.9 Turbine/Generator Full Power
06/06/01 1800 1158 100 Turbine/Generator Full Power
06/06/01 1900 1158 100 Turbine/Generator Full Power
06/06/01 2000 1157 99.9 Turbine/Generator Full Power
06/06/01 2100 1158 100 Turbine/Generator Full Power
06/06/01 2200 1157 100 Turbine/Generator Full Power
06/06/01 2300 1157 100 Turbine/Generator Full Power
06/06/01 2400 1157 100 Turbine/Generator Full Power
06/07/01 0100 1157 100 Turbine/Generator Full Power
06/07/01 0200 1157 100 Turbine/Generator Full Power



06/07/01 0300 1157 100 Turbine/Generator Full Power
06/07/01 0400 1157 100 Turbine/Generator Full Power
06/07/01 0500 1158 100 Turbine/Generator Full Power
06/07/01 0600 1157 100 Turbine/Generator Full Power
06/07/01 0700 1158 100 Turbine/Generator Full Power
06/07/01 0800 1158 100 Turbine/Generator Full Power
06/07/01 0900 1158 100 Turbine/Generator Full Power
06/07/01 1000 1159 100 Turbine/Generator Full Power
06/07/01 1100 1158 100 Turbine/Generator Full Power
06/07/01 1200 1159 100 Turbine/Generator Full Power
06/07/01 1300 1159 100 Turbine/Generator Full Power
06/07/01 1400 1158 100 Turbine/Generator Full Power
06/07/01 1500 1158 100 Turbine/Generator Full Power
06/07/01 1600 1158 100 Turbine/Generator Full Power
06/07/01 1700 1159 100 Turbine/Generator Full Power
06/07/01 1800 1159 100 Turbine/Generator Full Power
06/07/01 1900 1158 100 Turbine/Generator Full Power
06/07/01 2000 1158 100 Turbine/Generator Full Power
06/07/01 2100 1158 100 Turbine/Generator Full Power
06/07/01 2200 1157 100 Turbine/Generator Full Power
06/07/01 2300 1158 100 Turbine/Generator Full Power
06/07/01 2400 1158 100 Turbine/Generator Full Power
06/08/01 0100 1158 100 Turbine/Generator Full Power
06/08/01 0200 1158 100.1 Turbine/Generator Full Power
06/08/01 0300 1158 99.9 Turbine/Generator Full Power
06/08/01 0400 1158 99.9 Turbine/Generator Full Power
06/08/01 0500 1157 100 Turbine/Generator Full Power
06/08/01 0600 1158 100 Turbine/Generator Full Power
06/08/01 0700 1158 100 Turbine/Generator Full Power
06/08/01 0800 1159 100 Turbine/Generator Full Power
06/08/01 0900 1158 100 Turbine/Generator Full Power
06/08/01 1000 1158 100 Turbine/Generator Full Power
06/08/01 1100 1157 100 Turbine/Generator Full Power
06/08/01 1200 1157 100 Turbine/Generator Full Power
06/08/01 1300 1157 100 Turbine/Generator Full Power
06/08/01 1400 1157 100 Turbine/Generator Full Power
06/08/01 1500 1157 100 Turbine/Generator Full Power
06/08/01 1600 1157 100 Turbine/Generator Full Power
06/08/01 1700 1158 99.9 Turbine/Generator Full Power
06/08/01 1800 1157 100 Turbine/Generator Full Power
06/08/01 1900 1158 100 Turbine/Generator Full Power
06/08/01 2000 1158 100 Turbine/Generator Full Power
06/08/01 2100 1158 100 Turbine/Generator Full Power
06/08/01 2200 1158 100 Turbine/Generator Full Power
06/08/01 2300 1158 100 Turbine/Generator Full Power
06/08/01 2400 1158 100 Turbine/Generator Full Power
06/09/01 0100 1158 100 Turbine/Generator Full Power
06/09/01 0200 1158 100 Turbine/Generator Full Power
06/09/01 0300 1157 100 Turbine/Generator Full Power
06/09/01 0400 1158 100 Turbine/Generator Full Power
06/09/01 0500 1157 100 Turbine/Generator Full Power
06/09/01 0600 1158 100 Turbine/Generator Full Power
06/09/01 0700 1157 100 Turbine/Generator Full Power
06/09/01 0800 1157 100 Turbine/Generator Full Power



06/09/01 0900 1157 100 Turbine/Generator Full Power
06/09/01 1000 1157 100 Turbine/Generator Full Power
06/09/01 1100 1158 100 Turbine/Generator Full Power
06/09/01 1200 1157 99.9 Turbine/Generator Full Power
06/09/01 1300 1157 100 Turbine/Generator Full Power
06/09/01 1400 1157 99.9 Turbine/Generator Full Power
06/09/01 1500 1157 100 Turbine/Generator Full Power
06/09/01 1600 1158 100 Turbine/Generator Full Power
06/09/01 1700 1158 100 Turbine/Generator Full Power
06/09/01 1800 1157 100 Turbine/Generator Full Power
06/09/01 1900 1158 100 Turbine/Generator Full Power
06/09/01 2000 1157 100 Turbine/Generator Full Power
06/09/01 2100 1157 100 Turbine/Generator Full Power
06/09/01 2200 1157 100 Turbine/Generator Full Power
06/09/01 2300 1157 100 Turbine/Generator Full Power
06/09/01 2400 1158 100 Turbine/Generator Full Power
06/10/01 0100 1157 100 Turbine/Generator Full Power
06/10/01 0200 1157 100 Turbine/Generator Full Power
06/10/01 0300 1158 100 Turbine/Generator Full Power
06/10/01 0400 1156 99.9 Turbine/Generator Full Power
06/10/01 0500 1157 100 Turbine/Generator Full Power
06/10/01 0600 1157 100 Turbine/Generator Full Power
06/10/01 0700 1157 100 Turbine/Generator Full Power
06/10/01 0800 1158 100 Turbine/Generator Full Power
06/10/01 0900 1158 100 Turbine/Generator Full Power
06/10/01 1000 1158 100 Turbine/Generator Full Power
06/10/01 1100 1157 100 Turbine/Generator Full Power
06/10/01 1200 1157 100 Turbine/Generator Full Power
06/10/01 1300 1157 100 Turbine/Generator Full Power
06/10/01 1400 1158 100 Turbine/Generator Full Power
06/10/01 1500 1158 100 Turbine/Generator Full Power
06/10/01 1600 1157 100 Turbine/Generator Full Power
06/10/01 1700 1158 100 Turbine/Generator Full Power
06/10/01 1800 1158 100 Turbine/Generator Full Power
06/10/01 1900 1158 100 Turbine/Generator Full Power
06/10/01 2000 1157 99.9 Turbine/Generator Full Power
06/10/01 2100 1157 100 Turbine/Generator Full Power
06/10/01 2200 1158 100 Turbine/Generator Full Power
06/10/01 2300 1157 100 Turbine/Generator Full Power
06/10/01 2400 1158 100 Turbine/Generator Full Power
06/11/01 0100 1158 100 Turbine/Generator Full Power
06/11/01 0200 1158 100 Turbine/Generator Full Power
06/11/01 0300 1158 100 Turbine/Generator Full Power
06/11/01 0400 1158 100 Turbine/Generator Full Power
06/11/01 0500 1157 100 Turbine/Generator Full Power
06/11/01 0600 1158 100 Turbine/Generator Full Power
06/11/01 0700 1156 100 Turbine/Generator Full Power
06/11/01 0800 1157 100 Turbine/Generator Full Power
06/11/01 0900 1157 100 Turbine/Generator Full Power
06/11/01 1000 1157 100 Turbine/Generator Full Power
06/11/01 1100 1157 100 Turbine/Generator Full Power
06/11/01 1200 1158 100 Turbine/Generator Full Power
06/11/01 1300 1157 100 Turbine/Generator Full Power
06/11/01 1400 1158 100 Turbine/Generator Full Power



06/11/01 1500 1158 100 Turbine/Generator Full Power
06/11/01 1600 1157 100 Turbine/Generator Full Power
06/11/01 1700 1158 100 Turbine/Generator Full Power
06/11/01 1800 1158 100 Turbine/Generator Full Power
06/11/01 1900 1158 100 Turbine/Generator Full Power
06/11/01 2000 1159 100 Turbine/Generator Full Power
06/11/01 2100 1159 100 Turbine/Generator Full Power
06/11/01 2200 1159 100 Turbine/Generator Full Power
06/11/01 2300 1159 100 Turbine/Generator Full Power
06/11/01 2400 1159 100 Turbine/Generator Full Power
06/12/01 0100 1159 100 Turbine/Generator Full Power
06/12/01 0200 1158 100 Turbine/Generator Full Power
06/12/01 0300 1159 100 Turbine/Generator Full Power
06/12/01 0400 1159 100 Turbine/Generator Full Power
06/12/01 0500 1160 100 Turbine/Generator Full Power
06/12/01 0600 1158 99.9 Turbine/Generator Full Power
06/12/01 0700 1158 100 Turbine/Generator Full Power
06/12/01 0800 1158 100 Turbine/Generator Full Power
06/12/01 0900 1158 100 Turbine/Generator Full Power
06/12/01 1000 1158 100 Turbine/Generator Full Power
06/12/01 1100 1158 100 Turbine/Generator Full Power
06/12/01 1200 1158 100 Turbine/Generator Full Power
06/12/01 1300 1158 100 Turbine/Generator Full Power
06/12/01 1400 1158 100 Turbine/Generator Full Power
06/12/01 1500 1158 100 Turbine/Generator Full Power
06/12/01 1600 1158 100 Turbine/Generator Full Power
06/12/01 1700 1158 100 Turbine/Generator Full Power
06/12/01 1800 1158 100 Turbine/Generator Full Power
06/12/01 1900 1158 100 Turbine/Generator Full Power
06/12/01 2000 1158 100 Turbine/Generator Full Power
06/12/01 2100 1159 100 Turbine/Generator Full Power
06/12/01 2200 1158 100 Turbine/Generator Full Power
06/12/01 2300 1157 100 Turbine/Generator Full Power
06/12/01 2400 1158 100 Turbine/Generator Full Power
06/13/01 0100 1158 100 Turbine/Generator Full Power
06/13/01 0200 1158 100 Turbine/Generator Full Power
06/13/01 0300 1158 100 Turbine/Generator Full Power
06/13/01 0400 1159 100 Turbine/Generator Full Power
06/13/01 0500 1159 100 Turbine/Generator Full Power
06/13/01 0600 1159 100 Turbine/Generator Full Power
06/13/01 0700 1159 100 Turbine/Generator Full Power
06/13/01 0800 1158 100 Turbine/Generator Full Power
06/13/01 0900 1158 100 Turbine/Generator Full Power
06/13/01 1000 1158 100 Turbine/Generator Full Power
06/13/01 1100 1158 100 Turbine/Generator Full Power
06/13/01 1200 1158 100 Turbine/Generator Full Power
06/13/01 1300 1158 100 Turbine/Generator Full Power
06/13/01 1400 1158 100 Turbine/Generator Full Power
06/13/01 1500 1158 100 Turbine/Generator Full Power
06/13/01 1600 1158 100 Turbine/Generator Full Power
06/13/01 1700 1158 100 Turbine/Generator Full Power
06/13/01 1800 1158 100 Turbine/Generator Full Power
06/13/01 1900 1158 100 Turbine/Generator Full Power
06/13/01 2000 1156 99.9 Turbine/Generator Full Power



06/13/01 2100 1159 100 Turbine/Generator Full Power
06/13/01 2200 1158 100 Turbine/Generator Full Power
06/13/01 2300 1159 100 Turbine/Generator Full Power
06/13/01 2400 1158 99.9 Turbine/Generator Full Power
06/14/01 0100 1158 100 Turbine/Generator Full Power
06/14/01 0200 1158 99.9 Turbine/Generator Full Power
06/14/01 0300 1158 99.9 Turbine/Generator Full Power
06/14/01 0400 1158 99.9 Turbine/Generator Full Power
06/14/01 0500 1159 100 Turbine/Generator Full Power
06/14/01 0600 1158 100 Turbine/Generator Full Power
06/14/01 0700 1157 100 Turbine/Generator Full Power
06/14/01 0800 1158 100 Turbine/Generator Full Power
06/14/01 0900 1158 100 Turbine/Generator Full Power
06/14/01 1000 1158 100 Turbine/Generator Full Power
06/14/01 1100 1158 100 Turbine/Generator Full Power
06/14/01 1200 1158 100 Turbine/Generator Full Power
06/14/01 1300 1158 100 Turbine/Generator Full Power
06/14/01 1400 1158 99.9 Turbine/Generator Full Power
06/14/01 1500 1156 100 Turbine/Generator Full Power
06/14/01 1600 1154 99.7 Turbine/Generator Full Power
06/14/01 1700 1154 100 Turbine/Generator Full Power
06/14/01 1800 1155 99.8 Turbine/Generator Full Power
06/14/01 1900 1155 99.8 Turbine/Generator Full Power
06/14/01 2000 1155 99.8 Turbine/Generator Full Power
06/14/01 2100 1155 99.9 Turbine/Generator Full Power
06/14/01 2200 1156 99.8 Turbine/Generator Full Power
06/14/01 2300 1156 99.9 Turbine/Generator Full Power
06/14/01 2400 1156 99.9 Turbine/Generator Full Power
06/15/01 0100 1156 99.9 Turbine/Generator Full Power
06/15/01 0200 1156 99.9 Turbine/Generator Full Power
06/15/01 0300 1156 99.9 Turbine/Generator Full Power
06/15/01 0400 1155 99.8 Turbine/Generator Full Power
06/15/01 0500 1156 99.8 Turbine/Generator Full Power
06/15/01 0600 1157 100.2 Turbine/Generator Full Power
06/15/01 0700 1156 99.9 Turbine/Generator Full Power
06/15/01 0800 1156 100 Turbine/Generator Full Power
06/15/01 0900 1156 99.9 Turbine/Generator Full Power
06/15/01 1000 1157 100.2 Turbine/Generator Full Power
06/15/01 1100 1153 99.7 Turbine/Generator Full Power
06/15/01 1200 1156 100 Turbine/Generator Full Power
06/15/01 1300 1156 100 Turbine/Generator Full Power
06/15/01 1400 1156 100 Turbine/Generator Full Power
06/15/01 1500 1157 100 Turbine/Generator Full Power
06/15/01 1600 1157 99.9 Turbine/Generator Full Power
06/15/01 1700 1157 100 Turbine/Generator Full Power
06/15/01 1800 1157 100 Turbine/Generator Full Power
06/15/01 1900 1157 100 Turbine/Generator Full Power
06/15/01 2000 1157 100 Turbine/Generator Full Power
06/15/01 2100 1157 100 Turbine/Generator Full Power
06/15/01 2200 1157 100 Turbine/Generator Full Power
06/15/01 2300 1156 100 Turbine/Generator Full Power
06/15/01 2400 1156 99.9 Turbine/Generator Full Power
06/16/01 0100 1156 100 Turbine/Generator Full Power
06/16/01 0200 1156 100 Turbine/Generator Full Power



06/16/01 0300 1156 100 Turbine/Generator Full Power
06/16/01 0400 1155 99.9 Turbine/Generator Full Power
06/16/01 0500 1156 100 Turbine/Generator Full Power
06/16/01 0600 1157 99.9 Turbine/Generator Full Power
06/16/01 0700 1157 99.9 Turbine/Generator Full Power
06/16/01 0800 1156 100 Turbine/Generator Full Power
06/16/01 0900 1157 100 Turbine/Generator Full Power
06/16/01 1000 1157 100 Turbine/Generator Full Power
06/16/01 1100 1157 100 Turbine/Generator Full Power
06/16/01 1200 1157 100 Turbine/Generator Full Power
06/16/01 1300 1157 100 Turbine/Generator Full Power
06/16/01 1400 1156 99.9 Turbine/Generator Full Power
06/16/01 1500 1157 100 Turbine/Generator Full Power
06/16/01 1600 1156 100 Turbine/Generator Full Power
06/16/01 1700 1157 100 Turbine/Generator Full Power
06/16/01 1800 1157 99.9 Turbine/Generator Full Power
06/16/01 1900 1156 99.9 Turbine/Generator Full Power
06/16/01 2000 1157 100 Turbine/Generator Full Power
06/16/01 2100 1156 100 Turbine/Generator Full Power
06/16/01 2200 1157 100 Turbine/Generator Full Power
06/16/01 2300 1156 100 Turbine/Generator Full Power
06/16/01 2400 1157 100 Turbine/Generator Full Power
06/17/01 0100 1156 100 Turbine/Generator Full Power
06/17/01 0200 1156 100 Turbine/Generator Full Power
06/17/01 0300 1156 100 Turbine/Generator Full Power
06/17/01 0400 1156 100 Turbine/Generator Full Power
06/17/01 0500 1156 100 Turbine/Generator Full Power
06/17/01 0600 1157 100 Turbine/Generator Full Power
06/17/01 0700 1156 100 Turbine/Generator Full Power
06/17/01 0800 1156 100 Turbine/Generator Full Power
06/17/01 0900 1157 100 Turbine/Generator Full Power
06/17/01 1000 1156 100 Turbine/Generator Full Power
06/17/01 1100 1156 100 Turbine/Generator Full Power
06/17/01 1200 1156 99.9 Turbine/Generator Full Power
06/17/01 1300 1155 100 Turbine/Generator Full Power
06/17/01 1400 1155 100 Turbine/Generator Full Power
06/17/01 1500 1155 100 Turbine/Generator Full Power
06/17/01 1600 1155 100 Turbine/Generator Full Power
06/17/01 1700 1156 100 Turbine/Generator Full Power
06/17/01 1800 1155 100 Turbine/Generator Full Power
06/17/01 1900 1156 100 Turbine/Generator Full Power
06/17/01 2000 1157 100 Turbine/Generator Full Power
06/17/01 2100 1156 100 Turbine/Generator Full Power
06/17/01 2200 1156 100 Turbine/Generator Full Power
06/17/01 2300 1156 100 Turbine/Generator Full Power
06/17/01 2400 1156 100 Turbine/Generator Full Power
06/18/01 0100 1156 100 Turbine/Generator Full Power
06/18/01 0200 1156 100 Turbine/Generator Full Power
06/18/01 0300 1156 100 Turbine/Generator Full Power
06/18/01 0400 1158 100 Turbine/Generator Full Power
06/18/01 0500 1156 100 Turbine/Generator Full Power
06/18/01 0600 1155 99.9 Turbine/Generator Full Power
06/18/01 0700 1156 100 Turbine/Generator Full Power
06/18/01 0800 1156 100 Turbine/Generator Full Power



06/18/01 0900 1156 100 Turbine/Generator Full Power
06/18/01 1000 1156 100 Turbine/Generator Full Power
06/18/01 1100 1156 100 Turbine/Generator Full Power
06/18/01 1200 1157 100 Turbine/Generator Full Power
06/18/01 1300 1156 100 Turbine/Generator Full Power
06/18/01 1400 1156 100 Turbine/Generator Full Power
06/18/01 1500 1156 100 Turbine/Generator Full Power
06/18/01 1600 1156 100 Turbine/Generator Full Power
06/18/01 1700 1156 100 Turbine/Generator Full Power
06/18/01 1800 1156 100 Turbine/Generator Full Power
06/18/01 1900 1157 100 Turbine/Generator Full Power
06/18/01 2000 1157 100 Turbine/Generator Full Power
06/18/01 2100 1156 100 Turbine/Generator Full Power
06/18/01 2200 1157 100 Turbine/Generator Full Power
06/18/01 2300 1156 100 Turbine/Generator Full Power
06/18/01 2400 1157 100 Turbine/Generator Full Power
06/19/01 0100 1158 100 Turbine/Generator Full Power
06/19/01 0200 1157 100 Turbine/Generator Full Power
06/19/01 0300 1157 100 Turbine/Generator Full Power
06/19/01 0400 1156 100 Turbine/Generator Full Power
06/19/01 0500 1157 100 Turbine/Generator Full Power
06/19/01 0600 1157 100 Turbine/Generator Full Power
06/19/01 0700 1156 100 Turbine/Generator Full Power
06/19/01 0800 1157 100 Turbine/Generator Full Power
06/19/01 0900 1156 100 Turbine/Generator Full Power
06/19/01 1000 1155 100 Turbine/Generator Full Power
06/19/01 1100 1156 100 Turbine/Generator Full Power
06/19/01 1200 1156 99.9 Turbine/Generator Full Power
06/19/01 1300 1156 99.9 Turbine/Generator Full Power
06/19/01 1400 1155 100 Turbine/Generator Full Power
06/19/01 1500 1154 100 Turbine/Generator Full Power
06/19/01 1600 1156 100 Turbine/Generator Full Power
06/19/01 1700 1156 100 Turbine/Generator Full Power
06/19/01 1800 1156 100 Turbine/Generator Full Power
06/19/01 1900 1157 100 Turbine/Generator Full Power
06/19/01 2000 1157 100 Turbine/Generator Full Power
06/19/01 2100 1158 100 Turbine/Generator Full Power
06/19/01 2200 1157 100 Turbine/Generator Full Power
06/19/01 2300 1157 100 Turbine/Generator Full Power
06/19/01 2400 1157 100 Turbine/Generator Full Power
06/20/01 0100 1157 100 Turbine/Generator Full Power
06/20/01 0200 1156 100 Turbine/Generator Full Power
06/20/01 0300 1157 100 Turbine/Generator Full Power
06/20/01 0400 1156 100 Turbine/Generator Full Power
06/20/01 0500 1157 100 Turbine/Generator Full Power
06/20/01 0600 1156 100 Turbine/Generator Full Power
06/20/01 0700 1157 100 Turbine/Generator Full Power
06/20/01 0800 1156 100 Turbine/Generator Full Power
06/20/01 0900 1156 100 Turbine/Generator Full Power
06/20/01 1000 1157 100 Turbine/Generator Full Power
06/20/01 1100 1156 100 Turbine/Generator Full Power
06/20/01 1200 1155 100 Turbine/Generator Full Power
06/20/01 1300 1155 100 Turbine/Generator Full Power
06/20/01 1400 1154 100 Turbine/Generator Full Power



06/20/01 1500 1153 100 Turbine/Generator Full Power
06/20/01 1600 1153 100 Turbine/Generator Full Power
06/20/01 1700 1153 100 Turbine/Generator Full Power
06/20/01 1800 1154 100 Turbine/Generator Full Power
06/20/01 1900 1156 100 Turbine/Generator Full Power
06/20/01 2000 1156 100 Turbine/Generator Full Power
06/20/01 2100 1155 100 Turbine/Generator Full Power
06/20/01 2200 1156 100 Turbine/Generator Full Power
06/20/01 2300 1157 100 Turbine/Generator Full Power
06/20/01 2400 1156 100 Turbine/Generator Full Power
06/21/01 0100 1155 100 Turbine/Generator Full Power
06/21/01 0200 1155 100 Turbine/Generator Full Power
06/21/01 0300 1156 100 Turbine/Generator Full Power
06/21/01 0400 1152 100 Turbine/Generator Full Power
06/21/01 0500 1153 100 Turbine/Generator Full Power
06/21/01 0600 1152 100 Turbine/Generator Full Power
06/21/01 0700 1152 100 Turbine/Generator Full Power
06/21/01 0800 1153 100 Turbine/Generator Full Power
06/21/01 0900 1153 100 Turbine/Generator Full Power
06/21/01 1000 1153 100 Turbine/Generator Full Power
06/21/01 1100 1152 100 Turbine/Generator Full Power
06/21/01 1200 1150 100 Turbine/Generator Full Power
06/21/01 1300 1153 100 Turbine/Generator Full Power
06/21/01 1400 1152 100 Turbine/Generator Full Power
06/21/01 1500 1152 100 Turbine/Generator Full Power
06/21/01 1600 1150 99.9 Turbine/Generator Full Power
06/21/01 1700 1151 100 Turbine/Generator Full Power
06/21/01 1800 1151 100 Turbine/Generator Full Power
06/21/01 1900 1152 100 Turbine/Generator Full Power
06/21/01 2000 1152 100 Turbine/Generator Full Power
06/21/01 2100 1152 100 Turbine/Generator Full Power
06/21/01 2200 1152 100 Turbine/Generator Full Power
06/21/01 2300 1152 100 Turbine/Generator Full Power
06/21/01 2400 1152 100 Turbine/Generator Full Power
06/22/01 0100 1153 100 Turbine/Generator Full Power
06/22/01 0200 1152 100 Turbine/Generator Full Power
06/22/01 0300 1152 100 Turbine/Generator Full Power
06/22/01 0400 1152 100 Turbine/Generator Full Power
06/22/01 0500 1152 100 Turbine/Generator Full Power
06/22/01 0600 1152 100 Turbine/Generator Full Power
06/22/01 0700 1152 100 Turbine/Generator Full Power
06/22/01 0800 1152 100 Turbine/Generator Full Power
06/22/01 0900 1151 100 Turbine/Generator Full Power
06/22/01 1000 1151 99.9 Turbine/Generator Full Power
06/22/01 1100 1150 100 Turbine/Generator Full Power
06/22/01 1200 1151 100 Turbine/Generator Full Power
06/22/01 1300 1150 100 Turbine/Generator Full Power
06/22/01 1400 1152 100 Turbine/Generator Full Power
06/22/01 1500 1150 100 Turbine/Generator Full Power
06/22/01 1600 1149 100 Turbine/Generator Full Power
06/22/01 1700 1150 100 Turbine/Generator Full Power
06/22/01 1800 1150 99.9 Turbine/Generator Full Power
06/22/01 1900 1151 100 Turbine/Generator Full Power
06/22/01 2000 1152 100 Turbine/Generator Full Power



06/22/01 2100 1152 100 Turbine/Generator Full Power
06/22/01 2200 1152 100 Turbine/Generator Full Power
06/22/01 2300 1153 100 Turbine/Generator Full Power
06/22/01 2400 1153 100 Turbine/Generator Full Power
06/23/01 0100 1152 100 Turbine/Generator Full Power
06/23/01 0200 1153 100 Turbine/Generator Full Power
06/23/01 0300 1152 100 Turbine/Generator Full Power
06/23/01 0400 1152 100 Turbine/Generator Full Power
06/23/01 0500 1153 100 Turbine/Generator Full Power
06/23/01 0600 1153 100 Turbine/Generator Full Power
06/23/01 0700 1153 100 Turbine/Generator Full Power
06/23/01 0800 1152 100 Turbine/Generator Full Power
06/23/01 0900 1152 100 Turbine/Generator Full Power
06/23/01 1000 1152 100 Turbine/Generator Full Power
06/23/01 1100 1151 100 Turbine/Generator Full Power
06/23/01 1200 1151 100 Turbine/Generator Full Power
06/23/01 1300 1151 100 Turbine/Generator Full Power
06/23/01 1400 1151 100 Turbine/Generator Full Power
06/23/01 1500 1151 100 Turbine/Generator Full Power
06/23/01 1600 1151 100 Turbine/Generator Full Power
06/23/01 1700 1151 100 Turbine/Generator Full Power
06/23/01 1800 1151 100 Turbine/Generator Full Power
06/23/01 1900 1152 100 Turbine/Generator Full Power
06/23/01 2000 1152 100 Turbine/Generator Full Power
06/23/01 2100 1153 100 Turbine/Generator Full Power
06/23/01 2200 1153 100 Turbine/Generator Full Power
06/23/01 2300 1153 100 Turbine/Generator Full Power
06/23/01 2400 1153 100 Turbine/Generator Full Power
06/24/01 0100 1153 100 Turbine/Generator Full Power
06/24/01 0200 1152 100 Turbine/Generator Full Power
06/24/01 0300 1153 100 Turbine/Generator Full Power
06/24/01 0400 1154 100 Turbine/Generator Full Power
06/24/01 0500 1153 100 Turbine/Generator Full Power
06/24/01 0600 1153 100 Turbine/Generator Full Power
06/24/01 0700 1153 100 Turbine/Generator Full Power
06/24/01 0800 1153 100 Turbine/Generator Full Power
06/24/01 0900 1152 100 Turbine/Generator Full Power
06/24/01 1000 1152 100 Turbine/Generator Full Power
06/24/01 1100 1152 100 Turbine/Generator Full Power
06/24/01 1200 1152 100 Turbine/Generator Full Power
06/24/01 1300 1151 99.9 Turbine/Generator Full Power
06/24/01 1400 1152 100 Turbine/Generator Full Power
06/24/01 1500 1152 100 Turbine/Generator Full Power
06/24/01 1600 1152 99.9 Turbine/Generator Full Power
06/24/01 1700 1151 100 Turbine/Generator Full Power
06/24/01 1800 1151 100 Turbine/Generator Full Power
06/24/01 1900 1151 99.9 Turbine/Generator Full Power
06/24/01 2000 1152 100 Turbine/Generator Full Power
06/24/01 2100 1153 100 Turbine/Generator Full Power
06/24/01 2200 1152 100 Turbine/Generator Full Power
06/24/01 2300 1153 100 Turbine/Generator Full Power
06/24/01 2400 1153 100 Turbine/Generator Full Power
06/25/01 0100 1153 100 Turbine/Generator Full Power
06/25/01 0200 1153 100 Turbine/Generator Full Power



06/25/01 0300 1153 100 Turbine/Generator Full Power
06/25/01 0400 1153 100 Turbine/Generator Full Power
06/25/01 0500 1153 100 Turbine/Generator Full Power
06/25/01 0600 1153 100 Turbine/Generator Full Power
06/25/01 0700 1153 100 Turbine/Generator Full Power
06/25/01 0800 1154 100 Turbine/Generator Full Power
06/25/01 0900 1153 100 Turbine/Generator Full Power
06/25/01 1000 1153 100 Turbine/Generator Full Power
06/25/01 1100 1153 100 Turbine/Generator Full Power
06/25/01 1200 1153 100 Turbine/Generator Full Power
06/25/01 1300 1153 100 Turbine/Generator Full Power
06/25/01 1400 1153 100 Turbine/Generator Full Power
06/25/01 1500 1152 99.9 Turbine/Generator Full Power
06/25/01 1600 1152 100 Turbine/Generator Full Power
06/25/01 1700 1152 100 Turbine/Generator Full Power
06/25/01 1800 1153 100 Turbine/Generator Full Power
06/25/01 1900 1153 100 Turbine/Generator Full Power
06/25/01 2000 1152 100 Turbine/Generator Full Power
06/25/01 2100 1153 100 Turbine/Generator Full Power
06/25/01 2200 1153 100 Turbine/Generator Full Power
06/25/01 2300 1153 100 Turbine/Generator Full Power
06/25/01 2400 1153 100 Turbine/Generator Full Power
06/26/01 0100 1153 100 Turbine/Generator Full Power
06/26/01 0200 1153 100 Turbine/Generator Full Power
06/26/01 0300 1153 100 Turbine/Generator Full Power
06/26/01 0400 1153 100 Turbine/Generator Full Power
06/26/01 0500 1154 100 Turbine/Generator Full Power
06/26/01 0600 1153 100 Turbine/Generator Full Power
06/26/01 0700 1153 100 Turbine/Generator Full Power
06/26/01 0800 1153 100 Turbine/Generator Full Power
06/26/01 0900 1153 100 Turbine/Generator Full Power
06/26/01 1000 1152 100 Turbine/Generator Full Power
06/26/01 1100 1151 99.9 Turbine/Generator Full Power
06/26/01 1200 1152 100 Turbine/Generator Full Power
06/26/01 1300 1152 100 Turbine/Generator Full Power
06/26/01 1400 1152 100 Turbine/Generator Full Power
06/26/01 1500 1152 100 Turbine/Generator Full Power
06/26/01 1600 1152 100 Turbine/Generator Full Power
06/26/01 1700 1153 100 Turbine/Generator Full Power
06/26/01 1800 1152 100 Turbine/Generator Full Power
06/26/01 1900 1152 100 Turbine/Generator Full Power
06/26/01 2000 1152 100 Turbine/Generator Full Power
06/26/01 2100 1152 100 Turbine/Generator Full Power
06/26/01 2200 1152 100 Turbine/Generator Full Power
06/26/01 2300 1152 100 Turbine/Generator Full Power
06/26/01 2400 1152 100 Turbine/Generator Full Power
06/27/01 0100 1153 100 Turbine/Generator Full Power
06/27/01 0200 1153 100 Turbine/Generator Full Power
06/27/01 0300 1153 100 Turbine/Generator Full Power
06/27/01 0400 1152 100 Turbine/Generator Full Power
06/27/01 0500 1152 100 Turbine/Generator Full Power
06/27/01 0600 1152 100 Turbine/Generator Full Power
06/27/01 0700 1152 100 Turbine/Generator Full Power
06/27/01 0800 1152 100 Turbine/Generator Full Power



06/27/01 0900 1152 100 Turbine/Generator Full Power
06/27/01 1000 1152 100 Turbine/Generator Full Power
06/27/01 1100 1151 100 Turbine/Generator Full Power
06/27/01 1200 1151 100 Turbine/Generator Full Power
06/27/01 1300 1150 100 Turbine/Generator Full Power
06/27/01 1400 1151 100 Turbine/Generator Full Power
06/27/01 1500 1151 100 Turbine/Generator Full Power
06/27/01 1600 1151 100 Turbine/Generator Full Power
06/27/01 1700 1152 99.9 Turbine/Generator Full Power
06/27/01 1800 1151 99.9 Turbine/Generator Full Power
06/27/01 1900 1151 100 Turbine/Generator Full Power
06/27/01 2000 1151 100 Turbine/Generator Full Power
06/27/01 2100 1151 100 Turbine/Generator Full Power
06/27/01 2200 1151 100 Turbine/Generator Full Power
06/27/01 2300 1151 100 Turbine/Generator Full Power
06/27/01 2400 1150 100 Turbine/Generator Full Power
06/28/01 0100 1150 100 Turbine/Generator Full Power
06/28/01 0200 1151 100 Turbine/Generator Full Power
06/28/01 0300 1151 100 Turbine/Generator Full Power
06/28/01 0400 1151 99.9 Turbine/Generator Full Power
06/28/01 0500 1152 100 Turbine/Generator Full Power
06/28/01 0600 1152 100 Turbine/Generator Full Power
06/28/01 0700 1152 100 Turbine/Generator Full Power
06/28/01 0800 1151 99.9 Turbine/Generator Full Power
06/28/01 0900 1151 100 Turbine/Generator Full Power
06/28/01 1000 1151 100 Turbine/Generator Full Power
06/28/01 1100 1150 99.9 Turbine/Generator Full Power
06/28/01 1200 1151 100 Turbine/Generator Full Power
06/28/01 1300 1151 100 Turbine/Generator Full Power
06/28/01 1400 1151 99.9 Turbine/Generator Full Power
06/28/01 1500 1151 100 Turbine/Generator Full Power
06/28/01 1600 1150 99.9 Turbine/Generator Full Power
06/28/01 1700 1151 100 Turbine/Generator Full Power
06/28/01 1800 1151 100 Turbine/Generator Full Power
06/28/01 1900 1151 99.9 Turbine/Generator Full Power
06/28/01 2000 1150 100 Turbine/Generator Full Power
06/28/01 2100 1151 100 Turbine/Generator Full Power
06/28/01 2200 1151 99.9 Turbine/Generator Full Power
06/28/01 2300 1151 100 Turbine/Generator Full Power
06/28/01 2400 1151 99.9 Turbine/Generator Full Power
06/29/01 0100 1152 100 Turbine/Generator Full Power
06/29/01 0200 1152 100 Turbine/Generator Full Power
06/29/01 0300 1152 99.9 Turbine/Generator Full Power
06/29/01 0400 1152 99.9 Turbine/Generator Full Power
06/29/01 0500 1152 100 Turbine/Generator Full Power
06/29/01 0600 1153 100 Turbine/Generator Full Power
06/29/01 0700 1152 100 Turbine/Generator Full Power
06/29/01 0800 1153 100 Turbine/Generator Full Power
06/29/01 0900 1153 100 Turbine/Generator Full Power
06/29/01 1000 1154 100 Turbine/Generator Full Power
06/29/01 1100 1153 100 Turbine/Generator Full Power
06/29/01 1200 1152 100 Turbine/Generator Full Power
06/29/01 1300 1153 100 Turbine/Generator Full Power
06/29/01 1400 1153 100 Turbine/Generator Full Power



06/29/01 1500 1153 100 Turbine/Generator Full Power
06/29/01 1600 1153 100 Turbine/Generator Full Power
06/29/01 1700 1154 100 Turbine/Generator Full Power
06/29/01 1800 1154 100 Turbine/Generator Full Power
06/29/01 1900 1154 100 Turbine/Generator Full Power
06/29/01 2000 1153 100 Turbine/Generator Full Power
06/29/01 2100 1152 100 Turbine/Generator Full Power
06/29/01 2200 1153 100 Turbine/Generator Full Power
06/29/01 2300 1153 100 Turbine/Generator Full Power
06/29/01 2400 1153 100 Turbine/Generator Full Power
06/30/01 0100 1153 100 Turbine/Generator Full Power
06/30/01 0200 1153 100 Turbine/Generator Full Power
06/30/01 0300 1152 100 Turbine/Generator Full Power
06/30/01 0400 1153 100 Turbine/Generator Full Power
06/30/01 0500 1152 100 Turbine/Generator Full Power
06/30/01 0600 1152 100 Turbine/Generator Full Power
06/30/01 0700 1153 100 Turbine/Generator Full Power
06/30/01 0800 1153 100 Turbine/Generator Full Power
06/30/01 0900 1154 100 Turbine/Generator Full Power
06/30/01 1000 1153 100 Turbine/Generator Full Power
06/30/01 1100 1154 100 Turbine/Generator Full Power
06/30/01 1200 1154 100 Turbine/Generator Full Power
06/30/01 1300 1152 100 Turbine/Generator Full Power
06/30/01 1400 1153 100 Turbine/Generator Full Power
06/30/01 1500 1153 100 Turbine/Generator Full Power
06/30/01 1600 1153 100 Turbine/Generator Full Power
06/30/01 1700 1153 100 Turbine/Generator Full Power
06/30/01 1800 1153 100 Turbine/Generator Full Power
06/30/01 1900 1154 100 Turbine/Generator Full Power
06/30/01 2000 1153 100 Turbine/Generator Full Power
06/30/01 2100 1152 100 Turbine/Generator Full Power
06/30/01 2200 1153 100 Turbine/Generator Full Power
06/30/01 2300 1152 100 Turbine/Generator Full Power
06/30/01 2400 1152 100 Turbine/Generator Full Power
07/01/01 0100 1151 100 Turbine/Generator Full Power
07/01/01 0200 1152 100 Turbine/Generator Full Power
07/01/01 0300 1152 100 Turbine/Generator Full Power
07/01/01 0400 1151 99.9 Turbine/Generator Full Power
07/01/01 0500 1151 100 Turbine/Generator Full Power
07/01/01 0600 1152 100 Turbine/Generator Full Power
07/01/01 0700 1152 100 Turbine/Generator Full Power
07/01/01 0800 1152 100 Turbine/Generator Full Power
07/01/01 0900 1152 100 Turbine/Generator Full Power
07/01/01 1000 1153 100 Turbine/Generator Full Power
07/01/01 1100 1153 100 Turbine/Generator Full Power
07/01/01 1200 1152 100 Turbine/Generator Full Power
07/01/01 1300 1152 100 Turbine/Generator Full Power
07/01/01 1400 1152 100 Turbine/Generator Full Power
07/01/01 1500 1153 100 Turbine/Generator Full Power
07/01/01 1600 1153 100 Turbine/Generator Full Power
07/01/01 1700 1153 100 Turbine/Generator Full Power
07/01/01 1800 1153 100 Turbine/Generator Full Power
07/01/01 1900 1153 100 Turbine/Generator Full Power
07/01/01 2000 1152 100 Turbine/Generator Full Power



07/01/01 2100 1152 100 Turbine/Generator Full Power
07/01/01 2200 1152 100 Turbine/Generator Full Power
07/01/01 2300 1152 100 Turbine/Generator Full Power
07/01/01 2400 1152 100 Turbine/Generator Full Power
07/02/01 0100 1152 100 Turbine/Generator Full Power
07/02/01 0200 1152 100 Turbine/Generator Full Power
07/02/01 0300 1151 100 Turbine/Generator Full Power
07/02/01 0400 1151 100 Turbine/Generator Full Power
07/02/01 0500 1151 100 Turbine/Generator Full Power
07/02/01 0600 1151 100 Turbine/Generator Full Power
07/02/01 0700 1152 100 Turbine/Generator Full Power
07/02/01 0800 1152 100 Turbine/Generator Full Power
07/02/01 0900 1151 99.9 Turbine/Generator Full Power
07/02/01 1000 1151 100 Turbine/Generator Full Power
07/02/01 1100 1151 99.9 Turbine/Generator Full Power
07/02/01 1200 1151 100 Turbine/Generator Full Power
07/02/01 1300 1150 100 Turbine/Generator Full Power
07/02/01 1400 1150 99.9 Turbine/Generator Full Power
07/02/01 1500 1150 100 Turbine/Generator Full Power
07/02/01 1600 1151 100 Turbine/Generator Full Power
07/02/01 1700 1151 99.9 Turbine/Generator Full Power
07/02/01 1800 1151 100 Turbine/Generator Full Power
07/02/01 1900 1151 99.9 Turbine/Generator Full Power
07/02/01 2000 1152 100 Turbine/Generator Full Power
07/02/01 2100 1151 100 Turbine/Generator Full Power
07/02/01 2200 1152 100 Turbine/Generator Full Power
07/02/01 2300 1151 100 Turbine/Generator Full Power
07/02/01 2400 1152 100 Turbine/Generator Full Power
07/03/01 0100 1151 100 Turbine/Generator Full Power
07/03/01 0200 1152 100 Turbine/Generator Full Power
07/03/01 0300 1152 100 Turbine/Generator Full Power
07/03/01 0400 1152 100 Turbine/Generator Full Power
07/03/01 0500 1151 100 Turbine/Generator Full Power
07/03/01 0600 1152 100 Turbine/Generator Full Power
07/03/01 0700 1152 100 Turbine/Generator Full Power
07/03/01 0800 1151 100 Turbine/Generator Full Power
07/03/01 0900 1152 100 Turbine/Generator Full Power
07/03/01 1000 1152 100 Turbine/Generator Full Power
07/03/01 1100 1151 100 Turbine/Generator Full Power
07/03/01 1200 1151 100 Turbine/Generator Full Power
07/03/01 1300 1151 100 Turbine/Generator Full Power
07/03/01 1400 1150 100 Turbine/Generator Full Power
07/03/01 1500 1151 100 Turbine/Generator Full Power
07/03/01 1600 1151 100 Turbine/Generator Full Power
07/03/01 1700 1151 99.9 Turbine/Generator Full Power
07/03/01 1800 1150 100 Turbine/Generator Full Power
07/03/01 1900 1151 100 Turbine/Generator Full Power
07/03/01 2000 1151 100 Turbine/Generator Full Power
07/03/01 2100 1151 100 Turbine/Generator Full Power
07/03/01 2200 1151 100 Turbine/Generator Full Power
07/03/01 2300 1151 100 Turbine/Generator Full Power
07/03/01 2400 1151 100 Turbine/Generator Full Power
07/04/01 0100 1151 100 Turbine/Generator Full Power
07/04/01 0200 1151 100 Turbine/Generator Full Power



07/04/01 0300 1150 100 Turbine/Generator Full Power
07/04/01 0400 1149 100 Turbine/Generator Full Power
07/04/01 0500 1151 100 Turbine/Generator Full Power
07/04/01 0600 1151 100 Turbine/Generator Full Power
07/04/01 0700 1151 100 Turbine/Generator Full Power
07/04/01 0800 1151 100 Turbine/Generator Full Power
07/04/01 0900 1151 100 Turbine/Generator Full Power
07/04/01 1000 1151 99.9 Turbine/Generator Full Power
07/04/01 1100 1151 100 Turbine/Generator Full Power
07/04/01 1200 1151 100 Turbine/Generator Full Power
07/04/01 1300 1151 100 Turbine/Generator Full Power
07/04/01 1400 1151 100 Turbine/Generator Full Power
07/04/01 1500 1151 100 Turbine/Generator Full Power
07/04/01 1600 1151 100 Turbine/Generator Full Power
07/04/01 1700 1152 100 Turbine/Generator Full Power
07/04/01 1800 1151 100 Turbine/Generator Full Power
07/04/01 1900 1150 99.9 Turbine/Generator Full Power
07/04/01 2000 1151 100 Turbine/Generator Full Power
07/04/01 2100 1150 100 Turbine/Generator Full Power
07/04/01 2200 1151 100 Turbine/Generator Full Power
07/04/01 2300 1151 100 Turbine/Generator Full Power
07/04/01 2400 1152 100 Turbine/Generator Full Power
07/05/01 0100 1151 100 Turbine/Generator Full Power
07/05/01 0200 1151 100 Turbine/Generator Full Power
07/05/01 0300 1151 100 Turbine/Generator Full Power
07/05/01 0400 1150 100 Turbine/Generator Full Power
07/05/01 0500 1152 100 Turbine/Generator Full Power
07/05/01 0600 1151 100 Turbine/Generator Full Power
07/05/01 0700 1151 100 Turbine/Generator Full Power
07/05/01 0800 1151 100 Turbine/Generator Full Power
07/05/01 0900 1150 100 Turbine/Generator Full Power
07/05/01 1000 1151 100 Turbine/Generator Full Power
07/05/01 1100 1151 100 Turbine/Generator Full Power
07/05/01 1200 1151 100 Turbine/Generator Full Power
07/05/01 1300 1151 100 Turbine/Generator Full Power
07/05/01 1400 1151 100 Turbine/Generator Full Power
07/05/01 1500 1151 100 Turbine/Generator Full Power
07/05/01 1600 1151 100 Turbine/Generator Full Power
07/05/01 1700 1151 100 Turbine/Generator Full Power
07/05/01 1800 1151 100 Turbine/Generator Full Power
07/05/01 1900 1152 100 Turbine/Generator Full Power
07/05/01 2000 1152 100 Turbine/Generator Full Power
07/05/01 2100 1152 100 Turbine/Generator Full Power
07/05/01 2200 1153 100 Turbine/Generator Full Power
07/05/01 2300 1152 100 Turbine/Generator Full Power
07/05/01 2400 1152 100 Turbine/Generator Full Power
07/06/01 0100 1150 100 Turbine/Generator Full Power
07/06/01 0200 1152 100 Turbine/Generator Full Power
07/06/01 0300 1150 100 Turbine/Generator Full Power
07/06/01 0400 1151 100 Turbine/Generator Full Power
07/06/01 0500 1151 100 Turbine/Generator Full Power
07/06/01 0600 1150 100 Turbine/Generator Full Power
07/06/01 0700 1152 100 Turbine/Generator Full Power
07/06/01 0800 1151 100 Turbine/Generator Full Power



07/06/01 0900 1152 100 Turbine/Generator Full Power
07/06/01 1000 1152 100 Turbine/Generator Full Power
07/06/01 1100 1151 100 Turbine/Generator Full Power
07/06/01 1200 1151 99.9 Turbine/Generator Full Power
07/06/01 1300 1151 100 Turbine/Generator Full Power
07/06/01 1400 1151 100 Turbine/Generator Full Power
07/06/01 1500 1152 100 Turbine/Generator Full Power
07/06/01 1600 1152 100 Turbine/Generator Full Power
07/06/01 1700 1152 100 Turbine/Generator Full Power
07/06/01 1800 1151 100 Turbine/Generator Full Power
07/06/01 1900 1151 100 Turbine/Generator Full Power
07/06/01 2000 1152 100 Turbine/Generator Full Power
07/06/01 2100 1151 100 Turbine/Generator Full Power
07/06/01 2200 1150 100 Turbine/Generator Full Power
07/06/01 2300 1151 100 Turbine/Generator Full Power
07/06/01 2400 1150 99.9 Turbine/Generator Full Power
07/07/01 0100 1151 100 Turbine/Generator Full Power
07/07/01 0200 1149 99.9 Turbine/Generator Full Power
07/07/01 0300 1149 100 Turbine/Generator Full Power
07/07/01 0400 1151 100 Turbine/Generator Full Power
07/07/01 0500 1150 99.9 Turbine/Generator Full Power
07/07/01 0600 1149 99.9 Turbine/Generator Full Power
07/07/01 0700 1148 100 Turbine/Generator Full Power
07/07/01 0800 1149 99.9 Turbine/Generator Full Power
07/07/01 0900 1150 99.9 Turbine/Generator Full Power
07/07/01 1000 1151 100 Turbine/Generator Full Power
07/07/01 1100 1150 100 Turbine/Generator Full Power
07/07/01 1200 1150 100 Turbine/Generator Full Power
07/07/01 1300 1150 99.9 Turbine/Generator Full Power
07/07/01 1400 1151 100 Turbine/Generator Full Power
07/07/01 1500 1150 100 Turbine/Generator Full Power
07/07/01 1600 1150 100 Turbine/Generator Full Power
07/07/01 1700 1150 100 Turbine/Generator Full Power
07/07/01 1800 1150 100 Turbine/Generator Full Power
07/07/01 1900 1150 100 Turbine/Generator Full Power
07/07/01 2000 1149 100 Turbine/Generator Full Power
07/07/01 2100 1150 100 Turbine/Generator Full Power
07/07/01 2200 1150 100 Turbine/Generator Full Power
07/07/01 2300 1150 100 Turbine/Generator Full Power
07/07/01 2400 1151 100 Turbine/Generator Full Power
07/08/01 0100 1150 100 Turbine/Generator Full Power
07/08/01 0200 1149 100 Turbine/Generator Full Power
07/08/01 0300 1151 100 Turbine/Generator Full Power
07/08/01 0400 1149 100 Turbine/Generator Full Power
07/08/01 0500 1152 100 Turbine/Generator Full Power
07/08/01 0600 1150 100 Turbine/Generator Full Power
07/08/01 0700 1151 100 Turbine/Generator Full Power
07/08/01 0800 1150 100 Turbine/Generator Full Power
07/08/01 0900 1150 100 Turbine/Generator Full Power
07/08/01 1000 1151 100 Turbine/Generator Full Power
07/08/01 1100 1150 100 Turbine/Generator Full Power
07/08/01 1200 1150 100 Turbine/Generator Full Power
07/08/01 1300 1151 100 Turbine/Generator Full Power
07/08/01 1400 1150 100 Turbine/Generator Full Power



07/08/01 1500 1150 100 Turbine/Generator Full Power
07/08/01 1600 1149 100 Turbine/Generator Full Power
07/08/01 1700 1149 100 Turbine/Generator Full Power
07/08/01 1800 1150 100 Turbine/Generator Full Power
07/08/01 1900 1150 100 Turbine/Generator Full Power
07/08/01 2000 1149 100 Turbine/Generator Full Power
07/08/01 2100 1150 100 Turbine/Generator Full Power
07/08/01 2200 1150 100 Turbine/Generator Full Power
07/08/01 2300 1152 100 Turbine/Generator Full Power
07/08/01 2400 1150 99.9 Turbine/Generator Full Power
07/09/01 0100 1150 100 Turbine/Generator Full Power
07/09/01 0200 1149 99.9 Turbine/Generator Full Power
07/09/01 0300 1149 100 Turbine/Generator Full Power
07/09/01 0400 1150 100 Turbine/Generator Full Power
07/09/01 0500 1150 100 Turbine/Generator Full Power
07/09/01 0600 1150 100 Turbine/Generator Full Power
07/09/01 0700 1150 100 Turbine/Generator Full Power
07/09/01 0800 1150 99.9 Turbine/Generator Full Power
07/09/01 0900 1151 100 Turbine/Generator Full Power
07/09/01 1000 1150 100 Turbine/Generator Full Power
07/09/01 1100 1151 100 Turbine/Generator Full Power
07/09/01 1200 1150 100 Turbine/Generator Full Power
07/09/01 1300 1151 100 Turbine/Generator Full Power
07/09/01 1400 1151 100 Turbine/Generator Full Power
07/09/01 1500 1150 100 Turbine/Generator Full Power
07/09/01 1600 1151 100 Turbine/Generator Full Power
07/09/01 1700 1151 100 Turbine/Generator Full Power
07/09/01 1800 1151 100 Turbine/Generator Full Power
07/09/01 1900 1151 100 Turbine/Generator Full Power
07/09/01 2000 1149 99.9 Turbine/Generator Full Power
07/09/01 2100 1150 100 Turbine/Generator Full Power
07/09/01 2200 1150 100 Turbine/Generator Full Power
07/09/01 2300 1150 100 Turbine/Generator Full Power
07/09/01 2400 1150 100 Turbine/Generator Full Power
07/10/01 0100 1151 100 Turbine/Generator Full Power
07/10/01 0200 1150 100 Turbine/Generator Full Power
07/10/01 0300 1149 100 Turbine/Generator Full Power
07/10/01 0400 1150 100 Turbine/Generator Full Power
07/10/01 0500 1150 100 Turbine/Generator Full Power
07/10/01 0600 1150 100 Turbine/Generator Full Power
07/10/01 0700 1151 100 Turbine/Generator Full Power
07/10/01 0800 1151 100 Turbine/Generator Full Power
07/10/01 0900 1151 100 Turbine/Generator Full Power
07/10/01 1000 1150 100 Turbine/Generator Full Power
07/10/01 1100 1150 100 Turbine/Generator Full Power
07/10/01 1200 1150 100 Turbine/Generator Full Power
07/10/01 1300 1150 100 Turbine/Generator Full Power
07/10/01 1400 1150 100 Turbine/Generator Full Power
07/10/01 1500 1150 99.9 Turbine/Generator Full Power
07/10/01 1600 1151 100 Turbine/Generator Full Power
07/10/01 1700 1150 100 Turbine/Generator Full Power
07/10/01 1800 1151 100 Turbine/Generator Full Power
07/10/01 1900 1150 100 Turbine/Generator Full Power
07/10/01 2000 1150 100 Turbine/Generator Full Power



07/10/01 2100 1150 100 Turbine/Generator Full Power
07/10/01 2200 1150 100 Turbine/Generator Full Power
07/10/01 2300 1150 100 Turbine/Generator Full Power
07/10/01 2400 1150 100 Turbine/Generator Full Power
07/11/01 0100 1150 100 Turbine/Generator Full Power
07/11/01 0200 1150 100 Turbine/Generator Full Power
07/11/01 0300 1150 99.9 Turbine/Generator Full Power
07/11/01 0400 1151 100 Turbine/Generator Full Power
07/11/01 0500 1150 100 Turbine/Generator Full Power
07/11/01 0600 1150 100 Turbine/Generator Full Power
07/11/01 0700 1150 100 Turbine/Generator Full Power
07/11/01 0800 1150 100 Turbine/Generator Full Power
07/11/01 0900 1150 100 Turbine/Generator Full Power
07/11/01 1000 1150 99.9 Turbine/Generator Full Power
07/11/01 1100 1150 100 Turbine/Generator Full Power
07/11/01 1200 1150 100 Turbine/Generator Full Power
07/11/01 1300 1150 100 Turbine/Generator Full Power
07/11/01 1400 1150 100 Turbine/Generator Full Power
07/11/01 1500 1150 100 Turbine/Generator Full Power
07/11/01 1600 1150 100 Turbine/Generator Full Power
07/11/01 1700 1150 99.9 Turbine/Generator Full Power
07/11/01 1800 1150 100 Turbine/Generator Full Power
07/11/01 1900 1150 100 Turbine/Generator Full Power
07/11/01 2000 1150 100 Turbine/Generator Full Power
07/11/01 2100 1150 100 Turbine/Generator Full Power
07/11/01 2200 1149 99.9 Turbine/Generator Full Power
07/11/01 2300 1151 100 Turbine/Generator Full Power
07/11/01 2400 1143 99.4 Turbine/Generator Full Power
07/12/01 0100 1142 99.4 Turbine/Generator Full Power
07/12/01 0200 1148 99.8 Turbine/Generator Full Power
07/12/01 0300 1150 100 Turbine/Generator Full Power
07/12/01 0400 1150 100 Turbine/Generator Full Power
07/12/01 0500 1150 100 Turbine/Generator Full Power
07/12/01 0600 1151 100 Turbine/Generator Full Power
07/12/01 0700 1150 100 Turbine/Generator Full Power
07/12/01 0800 1150 100 Turbine/Generator Full Power
07/12/01 0900 1150 100 Turbine/Generator Full Power
07/12/01 1000 1150 100 Turbine/Generator Full Power
07/12/01 1100 1149 99.9 Turbine/Generator Full Power
07/12/01 1200 1149 100 Turbine/Generator Full Power
07/12/01 1300 1150 99.9 Turbine/Generator Full Power
07/12/01 1400 1150 100 Turbine/Generator Full Power
07/12/01 1500 1149 100 Turbine/Generator Full Power
07/12/01 1600 1151 100 Turbine/Generator Full Power
07/12/01 1700 1151 100 Turbine/Generator Full Power
07/12/01 1800 1152 100 Turbine/Generator Full Power
07/12/01 1900 1150 99.9 Turbine/Generator Full Power
07/12/01 2000 1150 100 Turbine/Generator Full Power
07/12/01 2100 1150 100 Turbine/Generator Full Power
07/12/01 2200 1150 100 Turbine/Generator Full Power
07/12/01 2300 1150 100 Turbine/Generator Full Power
07/12/01 2400 1150 100 Turbine/Generator Full Power
07/13/01 0100 1150 100 Turbine/Generator Full Power
07/13/01 0200 1150 100 Turbine/Generator Full Power



07/13/01 0300 1151 100 Turbine/Generator Full Power
07/13/01 0400 1150 100 Turbine/Generator Full Power
07/13/01 0500 1151 100 Turbine/Generator Full Power
07/13/01 0600 1151 100 Turbine/Generator Full Power
07/13/01 0700 1151 100 Turbine/Generator Full Power
07/13/01 0800 1151 100 Turbine/Generator Full Power
07/13/01 0900 1151 100 Turbine/Generator Full Power
07/13/01 1000 1151 100 Turbine/Generator Full Power
07/13/01 1100 1150 100 Turbine/Generator Full Power
07/13/01 1200 1150 100 Turbine/Generator Full Power
07/13/01 1300 1150 100 Turbine/Generator Full Power
07/13/01 1400 1150 100 Turbine/Generator Full Power
07/13/01 1500 1151 100 Turbine/Generator Full Power
07/13/01 1600 1151 100 Turbine/Generator Full Power
07/13/01 1700 1151 100 Turbine/Generator Full Power
07/13/01 1800 1150 100 Turbine/Generator Full Power
07/13/01 1900 1151 99.9 Turbine/Generator Full Power
07/13/01 2000 1151 100 Turbine/Generator Full Power
07/13/01 2100 1150 99.9 Turbine/Generator Full Power
07/13/01 2200 1151 100 Turbine/Generator Full Power
07/13/01 2300 1150 100 Turbine/Generator Full Power
07/13/01 2400 1151 100 Turbine/Generator Full Power
07/14/01 0100 1151 100 Turbine/Generator Full Power
07/14/01 0200 1151 100 Turbine/Generator Full Power
07/14/01 0300 1151 100 Turbine/Generator Full Power
07/14/01 0400 1150 100 Turbine/Generator Full Power
07/14/01 0500 1151 100 Turbine/Generator Full Power
07/14/01 0600 1151 100 Turbine/Generator Full Power
07/14/01 0700 1151 100 Turbine/Generator Full Power
07/14/01 0800 1150 100 Turbine/Generator Full Power
07/14/01 0900 1151 99.9 Turbine/Generator Full Power
07/14/01 1000 1151 100 Turbine/Generator Full Power
07/14/01 1100 1151 99.9 Turbine/Generator Full Power
07/14/01 1200 1150 100 Turbine/Generator Full Power
07/14/01 1300 1149 100 Turbine/Generator Full Power
07/14/01 1400 1151 100 Turbine/Generator Full Power
07/14/01 1500 1150 100 Turbine/Generator Full Power
07/14/01 1600 1152 100 Turbine/Generator Full Power
07/14/01 1700 1152 100 Turbine/Generator Full Power
07/14/01 1800 1150 99.9 Turbine/Generator Full Power
07/14/01 1900 1151 100 Turbine/Generator Full Power
07/14/01 2000 1151 100 Turbine/Generator Full Power
07/14/01 2100 1152 100 Turbine/Generator Full Power
07/14/01 2200 1151 100 Turbine/Generator Full Power
07/14/01 2300 1151 100 Turbine/Generator Full Power
07/14/01 2400 1151 100 Turbine/Generator Full Power
07/15/01 0100 1151 100 Turbine/Generator Full Power
07/15/01 0200 1151 100 Turbine/Generator Full Power
07/15/01 0300 1150 100 Turbine/Generator Full Power
07/15/01 0400 1151 100 Turbine/Generator Full Power
07/15/01 0500 1151 100 Turbine/Generator Full Power
07/15/01 0600 1151 100 Turbine/Generator Full Power
07/15/01 0700 1151 100 Turbine/Generator Full Power
07/15/01 0800 1152 100 Turbine/Generator Full Power



07/15/01 0900 1151 100 Turbine/Generator Full Power
07/15/01 1000 1152 100 Turbine/Generator Full Power
07/15/01 1100 1152 100 Turbine/Generator Full Power
07/15/01 1200 1151 100 Turbine/Generator Full Power
07/15/01 1300 1151 100 Turbine/Generator Full Power
07/15/01 1400 1149 100 Turbine/Generator Full Power
07/15/01 1500 1150 100 Turbine/Generator Full Power
07/15/01 1600 1151 100 Turbine/Generator Full Power
07/15/01 1700 1151 100 Turbine/Generator Full Power
07/15/01 1800 1151 100 Turbine/Generator Full Power
07/15/01 1900 1150 99.9 Turbine/Generator Full Power
07/15/01 2000 1151 100 Turbine/Generator Full Power
07/15/01 2100 1150 100 Turbine/Generator Full Power
07/15/01 2200 1151 100 Turbine/Generator Full Power
07/15/01 2300 1150 100 Turbine/Generator Full Power
07/15/01 2400 1151 100 Turbine/Generator Full Power
07/16/01 0100 1150 100 Turbine/Generator Full Power
07/16/01 0200 1150 100 Turbine/Generator Full Power
07/16/01 0300 1150 100 Turbine/Generator Full Power
07/16/01 0400 1150 99.9 Turbine/Generator Full Power
07/16/01 0500 1150 100 Turbine/Generator Full Power
07/16/01 0600 1150 100 Turbine/Generator Full Power
07/16/01 0700 1150 100 Turbine/Generator Full Power
07/16/01 0800 1150 100 Turbine/Generator Full Power
07/16/01 0900 1150 100 Turbine/Generator Full Power
07/16/01 1000 1150 100 Turbine/Generator Full Power
07/16/01 1100 1151 100 Turbine/Generator Full Power
07/16/01 1200 1151 100 Turbine/Generator Full Power
07/16/01 1300 1150 99.9 Turbine/Generator Full Power
07/16/01 1400 1150 100 Turbine/Generator Full Power
07/16/01 1500 1150 99.9 Turbine/Generator Full Power
07/16/01 1600 1151 100 Turbine/Generator Full Power
07/16/01 1700 1151 100 Turbine/Generator Full Power
07/16/01 1800 1151 100 Turbine/Generator Full Power
07/16/01 1900 1150 100 Turbine/Generator Full Power
07/16/01 2000 1150 100 Turbine/Generator Full Power
07/16/01 2100 1151 100 Turbine/Generator Full Power
07/16/01 2200 1150 100 Turbine/Generator Full Power
07/16/01 2300 1150 100 Turbine/Generator Full Power
07/16/01 2400 1150 100 Turbine/Generator Full Power
07/17/01 0100 1150 100.1 Turbine/Generator Full Power
07/17/01 0200 1149 100 Turbine/Generator Full Power
07/17/01 0300 1149 100 Turbine/Generator Full Power
07/17/01 0400 1151 100 Turbine/Generator Full Power
07/17/01 0500 1151 100 Turbine/Generator Full Power
07/17/01 0600 1150 100 Turbine/Generator Full Power
07/17/01 0700 1151 100 Turbine/Generator Full Power
07/17/01 0800 1151 100 Turbine/Generator Full Power
07/17/01 0900 1151 100 Turbine/Generator Full Power
07/17/01 1000 1151 100 Turbine/Generator Full Power
07/17/01 1100 1150 100 Turbine/Generator Full Power
07/17/01 1200 1151 100 Turbine/Generator Full Power
07/17/01 1300 1151 100 Turbine/Generator Full Power
07/17/01 1400 1151 100 Turbine/Generator Full Power



07/17/01 1500 1151 100 Turbine/Generator Full Power
07/17/01 1600 1150 100 Turbine/Generator Full Power
07/17/01 1700 1150 100 Turbine/Generator Full Power
07/17/01 1800 1151 100 Turbine/Generator Full Power
07/17/01 1900 1151 100 Turbine/Generator Full Power
07/17/01 2000 1150 100 Turbine/Generator Full Power
07/17/01 2100 1150 100 Turbine/Generator Full Power
07/17/01 2200 1150 100 Turbine/Generator Full Power
07/17/01 2300 1150 100 Turbine/Generator Full Power
07/17/01 2400 1149 99.9 Turbine/Generator Full Power
07/18/01 0100 1149 99.9 Turbine/Generator Full Power
07/18/01 0200 1148 100 Turbine/Generator Full Power
07/18/01 0300 1150 100 Turbine/Generator Full Power
07/18/01 0400 1150 100 Turbine/Generator Full Power
07/18/01 0500 1150 100 Turbine/Generator Full Power
07/18/01 0600 1150 100 Turbine/Generator Full Power
07/18/01 0700 1150 100 Turbine/Generator Full Power
07/18/01 0800 1150 100 Turbine/Generator Full Power
07/18/01 0900 1150 100 Turbine/Generator Full Power
07/18/01 1000 1150 100 Turbine/Generator Full Power
07/18/01 1100 1149 99.9 Turbine/Generator Full Power
07/18/01 1200 1149 100 Turbine/Generator Full Power
07/18/01 1300 1150 99.9 Turbine/Generator Full Power
07/18/01 1400 1150 99.9 Turbine/Generator Full Power
07/18/01 1500 1150 99.9 Turbine/Generator Full Power
07/18/01 1600 1150 100 Turbine/Generator Full Power
07/18/01 1700 1151 100 Turbine/Generator Full Power
07/18/01 1800 1151 100 Turbine/Generator Full Power
07/18/01 1900 1151 100 Turbine/Generator Full Power
07/18/01 2000 1151 100 Turbine/Generator Full Power
07/18/01 2100 1150 100 Turbine/Generator Full Power
07/18/01 2200 1150 100 Turbine/Generator Full Power
07/18/01 2300 1150 100 Turbine/Generator Full Power
07/18/01 2400 1149 100.1 Turbine/Generator Full Power
07/19/01 0100 1149 100 Turbine/Generator Full Power
07/19/01 0200 1150 100 Turbine/Generator Full Power
07/19/01 0300 1151 100 Turbine/Generator Full Power
07/19/01 0400 1150 100 Turbine/Generator Full Power
07/19/01 0500 1150 100 Turbine/Generator Full Power
07/19/01 0600 1151 100 Turbine/Generator Full Power
07/19/01 0700 1151 100 Turbine/Generator Full Power
07/19/01 0800 1151 100 Turbine/Generator Full Power
07/19/01 0900 1150 100 Turbine/Generator Full Power
07/19/01 1000 1151 100 Turbine/Generator Full Power
07/19/01 1100 1150 100 Turbine/Generator Full Power
07/19/01 1200 1150 100 Turbine/Generator Full Power
07/19/01 1300 1152 99.9 Turbine/Generator Full Power
07/19/01 1400 1153 100 Turbine/Generator Full Power
07/19/01 1500 1152 100 Turbine/Generator Full Power
07/19/01 1600 1153 100 Turbine/Generator Full Power
07/19/01 1700 1153 99.9 Turbine/Generator Full Power
07/19/01 1800 1153 100 Turbine/Generator Full Power
07/19/01 1900 1153 99.9 Turbine/Generator Full Power
07/19/01 2000 1154 100 Turbine/Generator Full Power



07/19/01 2100 1153 99.9 Turbine/Generator Full Power
07/19/01 2200 1153 100 Turbine/Generator Full Power
07/19/01 2300 1153 100 Turbine/Generator Full Power
07/19/01 2400 1154 100 Turbine/Generator Full Power
07/20/01 0100 1152 100 Turbine/Generator Full Power
07/20/01 0200 1152 100 Turbine/Generator Full Power
07/20/01 0300 1152 99.9 Turbine/Generator Full Power
07/20/01 0400 1153 100 Turbine/Generator Full Power
07/20/01 0500 1152 100 Turbine/Generator Full Power
07/20/01 0600 1152 100 Turbine/Generator Full Power
07/20/01 0700 1152 100 Turbine/Generator Full Power
07/20/01 0800 1152 100 Turbine/Generator Full Power
07/20/01 0900 1153 100 Turbine/Generator Full Power
07/20/01 1000 1153 100 Turbine/Generator Full Power
07/20/01 1100 1153 100 Turbine/Generator Full Power
07/20/01 1200 1154 100 Turbine/Generator Full Power
07/20/01 1300 1153 100 Turbine/Generator Full Power
07/20/01 1400 1153 100 Turbine/Generator Full Power
07/20/01 1500 1153 100 Turbine/Generator Full Power
07/20/01 1600 1153 100 Turbine/Generator Full Power
07/20/01 1700 1153 100 Turbine/Generator Full Power
07/20/01 1800 1154 100 Turbine/Generator Full Power
07/20/01 1900 1153 100 Turbine/Generator Full Power
07/20/01 2000 1153 100 Turbine/Generator Full Power
07/20/01 2100 1153 100 Turbine/Generator Full Power
07/20/01 2200 1153 100 Turbine/Generator Full Power
07/20/01 2300 1152 100 Turbine/Generator Full Power
07/20/01 2400 1153 100 Turbine/Generator Full Power
07/21/01 0100 1153 100 Turbine/Generator Full Power
07/21/01 0200 1152 100 Turbine/Generator Full Power
07/21/01 0300 1152 100 Turbine/Generator Full Power
07/21/01 0400 1152 100 Turbine/Generator Full Power
07/21/01 0500 1152 100 Turbine/Generator Full Power
07/21/01 0600 1152 100 Turbine/Generator Full Power
07/21/01 0700 1152 100 Turbine/Generator Full Power
07/21/01 0800 1153 100 Turbine/Generator Full Power
07/21/01 0900 1153 100 Turbine/Generator Full Power
07/21/01 1000 1153 100 Turbine/Generator Full Power
07/21/01 1100 1153 100 Turbine/Generator Full Power
07/21/01 1200 1154 100 Turbine/Generator Full Power
07/21/01 1300 1153 100 Turbine/Generator Full Power
07/21/01 1400 1153 100 Turbine/Generator Full Power
07/21/01 1500 1153 100 Turbine/Generator Full Power
07/21/01 1600 1150 100 Turbine/Generator Full Power
07/21/01 1700 1150 100 Turbine/Generator Full Power
07/21/01 1800 1150 100 Turbine/Generator Full Power
07/21/01 1900 1150 100 Turbine/Generator Full Power
07/21/01 2000 1150 100 Turbine/Generator Full Power
07/21/01 2100 1150 100 Turbine/Generator Full Power
07/21/01 2200 1150 100 Turbine/Generator Full Power
07/21/01 2300 1150 100 Turbine/Generator Full Power
07/21/01 2400 1150 100 Turbine/Generator Full Power
07/22/01 0100 1150 100 Turbine/Generator Full Power
07/22/01 0200 1149 100 Turbine/Generator Full Power



07/22/01 0300 1149 100 Turbine/Generator Full Power
07/22/01 0400 1149 100 Turbine/Generator Full Power
07/22/01 0500 1149 100 Turbine/Generator Full Power
07/22/01 0600 1149 100 Turbine/Generator Full Power
07/22/01 0700 1150 100 Turbine/Generator Full Power
07/22/01 0800 1150 100 Turbine/Generator Full Power
07/22/01 0900 1149 99.9 Turbine/Generator Full Power
07/22/01 1000 1149 100 Turbine/Generator Full Power
07/22/01 1100 1150 100 Turbine/Generator Full Power
07/22/01 1200 1150 100 Turbine/Generator Full Power
07/22/01 1300 1151 100 Turbine/Generator Full Power
07/22/01 1400 1150 100 Turbine/Generator Full Power
07/22/01 1500 1150 100 Turbine/Generator Full Power
07/22/01 1600 1149 99.9 Turbine/Generator Full Power
07/22/01 1700 1149 100 Turbine/Generator Full Power
07/22/01 1800 1149 100 Turbine/Generator Full Power
07/22/01 1900 1149 99.9 Turbine/Generator Full Power
07/22/01 2000 1149 100 Turbine/Generator Full Power
07/22/01 2100 1149 100 Turbine/Generator Full Power
07/22/01 2200 1150 100 Turbine/Generator Full Power
07/22/01 2300 1149 100 Turbine/Generator Full Power
07/22/01 2400 1149 100 Turbine/Generator Full Power
07/23/01 0100 1149 99.9 Turbine/Generator Full Power
07/23/01 0200 1149 100 Turbine/Generator Full Power
07/23/01 0300 1149 100 Turbine/Generator Full Power
07/23/01 0400 1150 100 Turbine/Generator Full Power
07/23/01 0500 1149 100 Turbine/Generator Full Power
07/23/01 0600 1149 100 Turbine/Generator Full Power
07/23/01 0700 1149 100 Turbine/Generator Full Power
07/23/01 0800 1149 100 Turbine/Generator Full Power
07/23/01 0900 1150 100 Turbine/Generator Full Power
07/23/01 1000 1150 100 Turbine/Generator Full Power
07/23/01 1100 1149 100 Turbine/Generator Full Power
07/23/01 1200 1150 100 Turbine/Generator Full Power
07/23/01 1300 1150 100 Turbine/Generator Full Power
07/23/01 1400 1149 100 Turbine/Generator Full Power
07/23/01 1500 1149 99.9 Turbine/Generator Full Power
07/23/01 1600 1149 100 Turbine/Generator Full Power
07/23/01 1700 1149 99.9 Turbine/Generator Full Power
07/23/01 1800 1149 100 Turbine/Generator Full Power
07/23/01 1900 1149 99.9 Turbine/Generator Full Power
07/23/01 2000 1149 100 Turbine/Generator Full Power
07/23/01 2100 1148 99.9 Turbine/Generator Full Power
07/23/01 2200 1149 100 Turbine/Generator Full Power
07/23/01 2300 1150 100.1 Turbine/Generator Full Power
07/23/01 2400 1149 100 Turbine/Generator Full Power
07/24/01 0100 1150 100 Turbine/Generator Full Power
07/24/01 0200 1149 100 Turbine/Generator Full Power
07/24/01 0300 1150 100 Turbine/Generator Full Power
07/24/01 0400 1151 99.9 Turbine/Generator Full Power
07/24/01 0500 1150 100 Turbine/Generator Full Power
07/24/01 0600 1150 100 Turbine/Generator Full Power
07/24/01 0700 1151 100 Turbine/Generator Full Power
07/24/01 0800 1150 100 Turbine/Generator Full Power



07/24/01 0900 1150 100 Turbine/Generator Full Power
07/24/01 1000 1150 100 Turbine/Generator Full Power
07/24/01 1100 1149 100 Turbine/Generator Full Power
07/24/01 1200 1149 100 Turbine/Generator Full Power
07/24/01 1300 1148 100 Turbine/Generator Full Power
07/24/01 1400 1147 100 Turbine/Generator Full Power
07/24/01 1500 1148 99.9 Turbine/Generator Full Power
07/24/01 1600 1148 100 Turbine/Generator Full Power
07/24/01 1700 1149 100 Turbine/Generator Full Power
07/24/01 1800 1149 100 Turbine/Generator Full Power
07/24/01 1900 1149 99.9 Turbine/Generator Full Power
07/24/01 2000 1149 100 Turbine/Generator Full Power
07/24/01 2100 1149 100.1 Turbine/Generator Full Power
07/24/01 2200 1148 100 Turbine/Generator Full Power
07/24/01 2300 1149 100 Turbine/Generator Full Power
07/24/01 2400 1148 100 Turbine/Generator Full Power
07/25/01 0100 1148 99.9 Turbine/Generator Full Power
07/25/01 0200 1148 100 Turbine/Generator Full Power
07/25/01 0300 1149 100 Turbine/Generator Full Power
07/25/01 0400 1149 100 Turbine/Generator Full Power
07/25/01 0500 1148 100 Turbine/Generator Full Power
07/25/01 0600 1148 100 Turbine/Generator Full Power
07/25/01 0700 1149 100 Turbine/Generator Full Power
07/25/01 0800 1149 99.9 Turbine/Generator Full Power
07/25/01 0900 1149 100 Turbine/Generator Full Power
07/25/01 1000 1148 99.9 Turbine/Generator Full Power
07/25/01 1100 1148 99.9 Turbine/Generator Full Power
07/25/01 1200 1147 100 Turbine/Generator Full Power
07/25/01 1300 1147 100 Turbine/Generator Full Power
07/25/01 1400 1148 100 Turbine/Generator Full Power
07/25/01 1500 1147 99.9 Turbine/Generator Full Power
07/25/01 1600 1148 100 Turbine/Generator Full Power
07/25/01 1700 1148 100 Turbine/Generator Full Power
07/25/01 1800 1149 100 Turbine/Generator Full Power
07/25/01 1900 1148 100 Turbine/Generator Full Power
07/25/01 2000 1148 100 Turbine/Generator Full Power
07/25/01 2100 1149 100 Turbine/Generator Full Power
07/25/01 2200 1147 100 Turbine/Generator Full Power
07/25/01 2300 1150 100 Turbine/Generator Full Power
07/25/01 2400 1149 100 Turbine/Generator Full Power
07/26/01 0100 1148 100 Turbine/Generator Full Power
07/26/01 0200 1149 100 Turbine/Generator Full Power
07/26/01 0300 1148 100 Turbine/Generator Full Power
07/26/01 0400 1149 100 Turbine/Generator Full Power
07/26/01 0500 1149 100 Turbine/Generator Full Power
07/26/01 0600 1150 100 Turbine/Generator Full Power
07/26/01 0700 1148 100 Turbine/Generator Full Power
07/26/01 0800 1149 100 Turbine/Generator Full Power
07/26/01 0900 1149 100 Turbine/Generator Full Power
07/26/01 1000 1149 100 Turbine/Generator Full Power
07/26/01 1100 1149 100 Turbine/Generator Full Power
07/26/01 1200 1150 100 Turbine/Generator Full Power
07/26/01 1300 1149 100 Turbine/Generator Full Power
07/26/01 1400 1149 100 Turbine/Generator Full Power



07/26/01 1500 1148 100 Turbine/Generator Full Power
07/26/01 1600 1150 100 Turbine/Generator Full Power
07/26/01 1700 1149 100 Turbine/Generator Full Power
07/26/01 1800 1148 100 Turbine/Generator Full Power
07/26/01 1900 1148 100 Turbine/Generator Full Power
07/26/01 2000 1150 100 Turbine/Generator Full Power
07/26/01 2100 1149 100 Turbine/Generator Full Power
07/26/01 2200 1149 100.1 Turbine/Generator Full Power
07/26/01 2300 1150 100 Turbine/Generator Full Power
07/26/01 2400 1149 100.1 Turbine/Generator Full Power
07/27/01 0100 1150 100.1 Turbine/Generator Full Power
07/27/01 0200 1150 100 Turbine/Generator Full Power
07/27/01 0300 1149 100 Turbine/Generator Full Power
07/27/01 0400 1148 100 Turbine/Generator Full Power
07/27/01 0500 1149 100 Turbine/Generator Full Power
07/27/01 0600 1147 100 Turbine/Generator Full Power
07/27/01 0700 1150 100 Turbine/Generator Full Power
07/27/01 0800 1149 100 Turbine/Generator Full Power
07/27/01 0900 1149 100 Turbine/Generator Full Power
07/27/01 1000 1149 100 Turbine/Generator Full Power
07/27/01 1100 1149 100 Turbine/Generator Full Power
07/27/01 1200 1148 100 Turbine/Generator Full Power
07/27/01 1300 1149 100 Turbine/Generator Full Power
07/27/01 1400 1149 100 Turbine/Generator Full Power
07/27/01 1500 1149 100 Turbine/Generator Full Power
07/27/01 1600 1149 100 Turbine/Generator Full Power
07/27/01 1700 1149 100 Turbine/Generator Full Power
07/27/01 1800 1149 100 Turbine/Generator Full Power
07/27/01 1900 1149 100 Turbine/Generator Full Power
07/27/01 2000 1149 99.9 Turbine/Generator Full Power
07/27/01 2100 1149 100 Turbine/Generator Full Power
07/27/01 2200 1150 100 Turbine/Generator Full Power
07/27/01 2300 1149 100 Turbine/Generator Full Power
07/27/01 2400 1147 100 Turbine/Generator Full Power
07/28/01 0100 1148 100 Turbine/Generator Full Power
07/28/01 0200 1149 100 Turbine/Generator Full Power
07/28/01 0300 1147 100 Turbine/Generator Full Power
07/28/01 0400 1149 100.1 Turbine/Generator Full Power
07/28/01 0500 1148 100 Turbine/Generator Full Power
07/28/01 0600 1150 100 Turbine/Generator Full Power
07/28/01 0700 1149 100 Turbine/Generator Full Power
07/28/01 0800 1148 100 Turbine/Generator Full Power
07/28/01 0900 1148 99.9 Turbine/Generator Full Power
07/28/01 1000 1149 100 Turbine/Generator Full Power
07/28/01 1100 1148 100 Turbine/Generator Full Power
07/28/01 1200 1148 99.9 Turbine/Generator Full Power
07/28/01 1300 1148 99.9 Turbine/Generator Full Power
07/28/01 1400 1149 100 Turbine/Generator Full Power
07/28/01 1500 1148 100 Turbine/Generator Full Power
07/28/01 1600 1148 100 Turbine/Generator Full Power
07/28/01 1700 1149 100 Turbine/Generator Full Power
07/28/01 1800 1149 100 Turbine/Generator Full Power
07/28/01 1900 1148 100 Turbine/Generator Full Power
07/28/01 2000 1149 99.9 Turbine/Generator Full Power



07/28/01 2100 1149 100 Turbine/Generator Full Power
07/28/01 2200 1148 100 Turbine/Generator Full Power
07/28/01 2300 1149 100 Turbine/Generator Full Power
07/28/01 2400 1149 100 Turbine/Generator Full Power
07/29/01 0100 1149 100 Turbine/Generator Full Power
07/29/01 0200 1148 100 Turbine/Generator Full Power
07/29/01 0300 1149 100 Turbine/Generator Full Power
07/29/01 0400 1149 100 Turbine/Generator Full Power
07/29/01 0500 1149 100 Turbine/Generator Full Power
07/29/01 0600 1149 100 Turbine/Generator Full Power
07/29/01 0700 1148 100 Turbine/Generator Full Power
07/29/01 0800 1148 100 Turbine/Generator Full Power
07/29/01 0900 1149 100 Turbine/Generator Full Power
07/29/01 1000 1149 100 Turbine/Generator Full Power
07/29/01 1100 1149 100 Turbine/Generator Full Power
07/29/01 1200 1148 99.9 Turbine/Generator Full Power
07/29/01 1300 1148 100 Turbine/Generator Full Power
07/29/01 1400 1149 100 Turbine/Generator Full Power
07/29/01 1500 1149 100 Turbine/Generator Full Power
07/29/01 1600 1148 99.9 Turbine/Generator Full Power
07/29/01 1700 1148 100 Turbine/Generator Full Power
07/29/01 1800 1149 100 Turbine/Generator Full Power
07/29/01 1900 1149 100 Turbine/Generator Full Power
07/29/01 2000 1150 99.9 Turbine/Generator Full Power
07/29/01 2100 1150 99.9 Turbine/Generator Full Power
07/29/01 2200 1151 100 Turbine/Generator Full Power
07/29/01 2300 1151 100 Turbine/Generator Full Power
07/29/01 2400 1150 99.9 Turbine/Generator Full Power
07/30/01 0100 1151 100 Turbine/Generator Full Power
07/30/01 0200 1151 100 Turbine/Generator Full Power
07/30/01 0300 1150 100 Turbine/Generator Full Power
07/30/01 0400 1151 100 Turbine/Generator Full Power
07/30/01 0500 1152 100.1 Turbine/Generator Full Power
07/30/01 0600 1152 99.9 Turbine/Generator Full Power
07/30/01 0700 1152 100 Turbine/Generator Full Power
07/30/01 0800 1151 100 Turbine/Generator Full Power
07/30/01 0900 1152 100 Turbine/Generator Full Power
07/30/01 1000 1151 99.9 Turbine/Generator Full Power
07/30/01 1100 1151 100 Turbine/Generator Full Power
07/30/01 1200 1151 100 Turbine/Generator Full Power
07/30/01 1300 1150 100 Turbine/Generator Full Power
07/30/01 1400 1150 100 Turbine/Generator Full Power
07/30/01 1500 1150 99.9 Turbine/Generator Full Power
07/30/01 1600 1151 100 Turbine/Generator Full Power
07/30/01 1700 1151 100 Turbine/Generator Full Power
07/30/01 1800 1151 100 Turbine/Generator Full Power
07/30/01 1900 1151 100 Turbine/Generator Full Power
07/30/01 2000 1151 100 Turbine/Generator Full Power
07/30/01 2100 1152 100 Turbine/Generator Full Power
07/30/01 2200 1152 100 Turbine/Generator Full Power
07/30/01 2300 1151 100 Turbine/Generator Full Power
07/30/01 2400 1151 100 Turbine/Generator Full Power
07/31/01 0100 1150 99.9 Turbine/Generator Full Power
07/31/01 0200 1151 100 Turbine/Generator Full Power



07/31/01 0300 1151 100 Turbine/Generator Full Power
07/31/01 0400 1151 100 Turbine/Generator Full Power
07/31/01 0500 1150 99.9 Turbine/Generator Full Power
07/31/01 0600 1151 100 Turbine/Generator Full Power
07/31/01 0700 1151 100 Turbine/Generator Full Power
07/31/01 0800 1151 100 Turbine/Generator Full Power
07/31/01 0900 1151 100 Turbine/Generator Full Power
07/31/01 1000 1151 100 Turbine/Generator Full Power
07/31/01 1100 1151 100 Turbine/Generator Full Power
07/31/01 1200 1151 100 Turbine/Generator Full Power
07/31/01 1300 1151 100 Turbine/Generator Full Power
07/31/01 1400 1150 100 Turbine/Generator Full Power
07/31/01 1500 1151 100 Turbine/Generator Full Power
07/31/01 1600 1150 99.9 Turbine/Generator Full Power
07/31/01 1700 1151 100 Turbine/Generator Full Power
07/31/01 1800 1151 100 Turbine/Generator Full Power
07/31/01 1900 1151 100 Turbine/Generator Full Power
07/31/01 2000 1150 99.9 Turbine/Generator Full Power
07/31/01 2100 1151 99.9 Turbine/Generator Full Power
07/31/01 2200 1150 99.9 Turbine/Generator Full Power
07/31/01 2300 1150 99.9 Turbine/Generator Full Power
07/31/01 2400 1151 100 Turbine/Generator Full Power
08/01/01 0100 1149 100 Turbine/Generator Full Power
08/01/01 0200 1150 100 Turbine/Generator Full Power
08/01/01 0300 1150 99.9 Turbine/Generator Full Power
08/01/01 0400 1149 99.9 Turbine/Generator Full Power
08/01/01 0500 1150 99.9 Turbine/Generator Full Power
08/01/01 0600 1151 99.9 Turbine/Generator Full Power
08/01/01 0700 1150 99.9 Turbine/Generator Full Power
08/01/01 0800 1150 99.9 Turbine/Generator Full Power
08/01/01 0900 1150 99.9 Turbine/Generator Full Power
08/01/01 1000 1150 99.9 Turbine/Generator Full Power
08/01/01 1100 1150 100 Turbine/Generator Full Power
08/01/01 1200 1150 100 Turbine/Generator Full Power
08/01/01 1300 1150 100 Turbine/Generator Full Power
08/01/01 1400 1149 100 Turbine/Generator Full Power
08/01/01 1500 1149 100 Turbine/Generator Full Power
08/01/01 1600 1150 100 Turbine/Generator Full Power
08/01/01 1700 1150 100 Turbine/Generator Full Power
08/01/01 1800 1151 100 Turbine/Generator Full Power
08/01/01 1900 1151 100 Turbine/Generator Full Power
08/01/01 2000 1149 99.9 Turbine/Generator Full Power
08/01/01 2100 1150 99.9 Turbine/Generator Full Power
08/01/01 2200 1150 100 Turbine/Generator Full Power
08/01/01 2300 1150 100 Turbine/Generator Full Power
08/01/01 2400 1150 100 Turbine/Generator Full Power
08/02/01 0100 1150 100 Turbine/Generator Full Power
08/02/01 0200 1149 100 Turbine/Generator Full Power
08/02/01 0300 1150 100 Turbine/Generator Full Power
08/02/01 0400 1150 100.1 Turbine/Generator Full Power
08/02/01 0500 1150 99.9 Turbine/Generator Full Power
08/02/01 0600 1151 100 Turbine/Generator Full Power
08/02/01 0700 1151 99.9 Turbine/Generator Full Power
08/02/01 0800 1150 99.9 Turbine/Generator Full Power



08/02/01 0900 1150 100 Turbine/Generator Full Power
08/02/01 1000 1150 100 Turbine/Generator Full Power
08/02/01 1100 1151 100 Turbine/Generator Full Power
08/02/01 1200 1150 100 Turbine/Generator Full Power
08/02/01 1300 1150 99.9 Turbine/Generator Full Power
08/02/01 1400 1150 100 Turbine/Generator Full Power
08/02/01 1500 1150 100 Turbine/Generator Full Power
08/02/01 1600 1150 100 Turbine/Generator Full Power
08/02/01 1700 1150 100 Turbine/Generator Full Power
08/02/01 1800 1151 100 Turbine/Generator Full Power
08/02/01 1900 1150 100 Turbine/Generator Full Power
08/02/01 2000 1150 100 Turbine/Generator Full Power
08/02/01 2100 1150 100 Turbine/Generator Full Power
08/02/01 2200 1150 100 Turbine/Generator Full Power
08/02/01 2300 1150 100 Turbine/Generator Full Power
08/02/01 2400 1149 99.9 Turbine/Generator Full Power
08/03/01 0100 1150 100 Turbine/Generator Full Power
08/03/01 0200 1149 100 Turbine/Generator Full Power
08/03/01 0300 1150 100 Turbine/Generator Full Power
08/03/01 0400 1150 100 Turbine/Generator Full Power
08/03/01 0500 1151 100 Turbine/Generator Full Power
08/03/01 0600 1150 100 Turbine/Generator Full Power
08/03/01 0700 1150 100 Turbine/Generator Full Power
08/03/01 0800 1150 100 Turbine/Generator Full Power
08/03/01 0900 1151 100 Turbine/Generator Full Power
08/03/01 1000 1151 100 Turbine/Generator Full Power
08/03/01 1100 1150 100 Turbine/Generator Full Power
08/03/01 1200 1151 100.1 Turbine/Generator Full Power
08/03/01 1300 1150 100 Turbine/Generator Full Power
08/03/01 1400 1152 100 Turbine/Generator Full Power
08/03/01 1500 1151 100 Turbine/Generator Full Power
08/03/01 1600 1150 100 Turbine/Generator Full Power
08/03/01 1700 1149 99.9 Turbine/Generator Full Power
08/03/01 1800 1148 99.9 Turbine/Generator Full Power
08/03/01 1900 1151 100 Turbine/Generator Full Power
08/03/01 2000 1151 100 Turbine/Generator Full Power
08/03/01 2100 1150 100 Turbine/Generator Full Power
08/03/01 2200 1150 100 Turbine/Generator Full Power
08/03/01 2300 1151 100 Turbine/Generator Full Power
08/03/01 2400 1150 100 Turbine/Generator Full Power
08/04/01 0100 1151 100 Turbine/Generator Full Power
08/04/01 0200 1151 100 Turbine/Generator Full Power
08/04/01 0300 1151 100 Turbine/Generator Full Power
08/04/01 0400 1150 100 Turbine/Generator Full Power
08/04/01 0500 1150 100 Turbine/Generator Full Power
08/04/01 0600 1151 100 Turbine/Generator Full Power
08/04/01 0700 1150 99.9 Turbine/Generator Full Power
08/04/01 0800 1150 99.9 Turbine/Generator Full Power
08/04/01 0900 1150 100 Turbine/Generator Full Power
08/04/01 1000 1150 100 Turbine/Generator Full Power
08/04/01 1100 1150 100 Turbine/Generator Full Power
08/04/01 1200 1150 100 Turbine/Generator Full Power
08/04/01 1300 1150 100 Turbine/Generator Full Power
08/04/01 1400 1150 100 Turbine/Generator Full Power



08/04/01 1500 1150 100 Turbine/Generator Full Power
08/04/01 1600 1150 100 Turbine/Generator Full Power
08/04/01 1700 1150 100 Turbine/Generator Full Power
08/04/01 1800 1150 100 Turbine/Generator Full Power
08/04/01 1900 1150 99.9 Turbine/Generator Full Power
08/04/01 2000 1151 100 Turbine/Generator Full Power
08/04/01 2100 1150 100 Turbine/Generator Full Power
08/04/01 2200 1151 100 Turbine/Generator Full Power
08/04/01 2300 1150 100 Turbine/Generator Full Power
08/04/01 2400 1150 99.9 Turbine/Generator Full Power
08/05/01 0100 1151 100 Turbine/Generator Full Power
08/05/01 0200 1151 100 Turbine/Generator Full Power
08/05/01 0300 1151 100 Turbine/Generator Full Power
08/05/01 0400 1151 100 Turbine/Generator Full Power
08/05/01 0500 1151 100 Turbine/Generator Full Power
08/05/01 0600 1151 100 Turbine/Generator Full Power
08/05/01 0700 1151 100 Turbine/Generator Full Power
08/05/01 0800 1150 100 Turbine/Generator Full Power
08/05/01 0900 1150 100 Turbine/Generator Full Power
08/05/01 1000 1150 100 Turbine/Generator Full Power
08/05/01 1100 1150 100 Turbine/Generator Full Power
08/05/01 1200 1150 100 Turbine/Generator Full Power
08/05/01 1300 1150 100 Turbine/Generator Full Power
08/05/01 1400 1150 100 Turbine/Generator Full Power
08/05/01 1500 1149 100 Turbine/Generator Full Power
08/05/01 1600 1150 100 Turbine/Generator Full Power
08/05/01 1700 1150 100 Turbine/Generator Full Power
08/05/01 1800 1151 100 Turbine/Generator Full Power
08/05/01 1900 1150 100 Turbine/Generator Full Power
08/05/01 2000 1151 100 Turbine/Generator Full Power
08/05/01 2100 1150 100 Turbine/Generator Full Power
08/05/01 2200 1150 100 Turbine/Generator Full Power
08/05/01 2300 1151 100 Turbine/Generator Full Power
08/05/01 2400 1150 100 Turbine/Generator Full Power
08/06/01 0100 1150 100 Turbine/Generator Full Power
08/06/01 0200 1150 100 Turbine/Generator Full Power
08/06/01 0300 1150 100 Turbine/Generator Full Power
08/06/01 0400 1150 100 Turbine/Generator Full Power
08/06/01 0500 1150 100 Turbine/Generator Full Power
08/06/01 0600 1151 100 Turbine/Generator Full Power
08/06/01 0700 1115 100 Turbine/Generator Full Power
08/06/01 0800 1151 100 Turbine/Generator Full Power
08/06/01 0900 1151 100 Turbine/Generator Full Power
08/06/01 1000 1150 100 Turbine/Generator Full Power
08/06/01 1100 1149 100 Turbine/Generator Full Power
08/06/01 1200 1149 100 Turbine/Generator Full Power
08/06/01 1300 1150 100 Turbine/Generator Full Power
08/06/01 1400 1150 100 Turbine/Generator Full Power
08/06/01 1500 1150 100 Turbine/Generator Full Power
08/06/01 1600 1150 99.9 Turbine/Generator Full Power
08/06/01 1700 1150 100 Turbine/Generator Full Power
08/06/01 1800 1150 99.9 Turbine/Generator Full Power
08/06/01 1900 1149 100 Turbine/Generator Full Power
08/06/01 2000 1150 99.9 Turbine/Generator Full Power



08/06/01 2100 1150 99.9 Turbine/Generator Full Power
08/06/01 2200 1150 99.9 Turbine/Generator Full Power
08/06/01 2300 1150 100 Turbine/Generator Full Power
08/06/01 2400 1150 100 Turbine/Generator Full Power
08/07/01 0100 1150 99.9 Turbine/Generator Full Power
08/07/01 0200 1150 99.9 Turbine/Generator Full Power
08/07/01 0300 1150 100 Turbine/Generator Full Power
08/07/01 0400 1150 100 Turbine/Generator Full Power
08/07/01 0500 1150 100 Turbine/Generator Full Power
08/07/01 0600 1150 100 Turbine/Generator Full Power
08/07/01 0700 1150 100 Turbine/Generator Full Power
08/07/01 0800 1151 100 Turbine/Generator Full Power
08/07/01 0900 1150 100 Turbine/Generator Full Power
08/07/01 1000 1150 100 Turbine/Generator Full Power
08/07/01 1100 1150 100 Turbine/Generator Full Power
08/07/01 1200 1150 100 Turbine/Generator Full Power
08/07/01 1300 1150 100 Turbine/Generator Full Power
08/07/01 1400 1150 100 Turbine/Generator Full Power
08/07/01 1500 1150 100 Turbine/Generator Full Power
08/07/01 1600 1150 100 Turbine/Generator Full Power
08/07/01 1700 1150 100 Turbine/Generator Full Power
08/07/01 1800 1151 100 Turbine/Generator Full Power
08/07/01 1900 1150 100 Turbine/Generator Full Power
08/07/01 2000 1151 100 Turbine/Generator Full Power
08/07/01 2100 1150 100 Turbine/Generator Full Power
08/07/01 2200 1149 100 Turbine/Generator Full Power
08/07/01 2300 1149 100 Turbine/Generator Full Power
08/07/01 2400 1150 100 Turbine/Generator Full Power
08/08/01 0100 1150 100 Turbine/Generator Full Power
08/08/01 0200 1151 100 Turbine/Generator Full Power
08/08/01 0300 1150 100 Turbine/Generator Full Power
08/08/01 0400 1150 100 Turbine/Generator Full Power
08/08/01 0500 1150 100 Turbine/Generator Full Power
08/08/01 0600 1150 100 Turbine/Generator Full Power
08/08/01 0700 1150 100 Turbine/Generator Full Power
08/08/01 0800 1150 100 Turbine/Generator Full Power
08/08/01 0900 1149 100 Turbine/Generator Full Power
08/08/01 1000 1150 100 Turbine/Generator Full Power
08/08/01 1100 1150 99.9 Turbine/Generator Full Power
08/08/01 1200 1150 100 Turbine/Generator Full Power
08/08/01 1300 1150 100 Turbine/Generator Full Power
08/08/01 1400 1150 100 Turbine/Generator Full Power
08/08/01 1500 1149 100 Turbine/Generator Full Power
08/08/01 1600 1149 100 Turbine/Generator Full Power
08/08/01 1700 1150 100 Turbine/Generator Full Power
08/08/01 1800 1150 99.9 Turbine/Generator Full Power
08/08/01 1900 1150 100 Turbine/Generator Full Power
08/08/01 2000 1149 100 Turbine/Generator Full Power
08/08/01 2100 1149 100 Turbine/Generator Full Power
08/08/01 2200 1149 100 Turbine/Generator Full Power
08/08/01 2300 1149 100 Turbine/Generator Full Power
08/08/01 2400 1149 99.9 Turbine/Generator Full Power
08/09/01 0100 1149 100 Turbine/Generator Full Power
08/09/01 0200 1149 100 Turbine/Generator Full Power



08/09/01 0300 1149 100 Turbine/Generator Full Power
08/09/01 0400 1149 99.9 Turbine/Generator Full Power
08/09/01 0500 1150 100 Turbine/Generator Full Power
08/09/01 0600 1149 99.9 Turbine/Generator Full Power
08/09/01 0700 1149 100 Turbine/Generator Full Power
08/09/01 0800 1149 100 Turbine/Generator Full Power
08/09/01 0900 1149 99.9 Turbine/Generator Full Power
08/09/01 1000 1149 100 Turbine/Generator Full Power
08/09/01 1100 1149 100 Turbine/Generator Full Power
08/09/01 1200 1149 100 Turbine/Generator Full Power
08/09/01 1300 1150 100 Turbine/Generator Full Power
08/09/01 1400 1150 100 Turbine/Generator Full Power
08/09/01 1500 1150 99.9 Turbine/Generator Full Power
08/09/01 1600 1149 100 Turbine/Generator Full Power
08/09/01 1700 1149 100 Turbine/Generator Full Power
08/09/01 1800 1150 100 Turbine/Generator Full Power
08/09/01 1900 1149 100 Turbine/Generator Full Power
08/09/01 2000 1150 100 Turbine/Generator Full Power
08/09/01 2100 1149 99.9 Turbine/Generator Full Power
08/09/01 2200 1149 100 Turbine/Generator Full Power
08/09/01 2300 1149 99.9 Turbine/Generator Full Power
08/09/01 2400 1149 99.9 Turbine/Generator Full Power
08/10/01 0100 1150 100 Turbine/Generator Full Power
08/10/01 0200 1150 100 Turbine/Generator Full Power
08/10/01 0300 1150 100 Turbine/Generator Full Power
08/10/01 0400 1149 100 Turbine/Generator Full Power
08/10/01 0500 1150 99.9 Turbine/Generator Full Power
08/10/01 0600 1150 100 Turbine/Generator Full Power
08/10/01 0700 1149 100 Turbine/Generator Full Power
08/10/01 0800 1149 100 Turbine/Generator Full Power
08/10/01 0900 1149 100 Turbine/Generator Full Power
08/10/01 1000 1150 99.9 Turbine/Generator Full Power
08/10/01 1100 1149 100 Turbine/Generator Full Power
08/10/01 1200 1150 100 Turbine/Generator Full Power
08/10/01 1300 1149 99.9 Turbine/Generator Full Power
08/10/01 1400 1149 100 Turbine/Generator Full Power
08/10/01 1500 1149 100 Turbine/Generator Full Power
08/10/01 1600 1150 100 Turbine/Generator Full Power
08/10/01 1700 1150 100 Turbine/Generator Full Power
08/10/01 1800 1150 100 Turbine/Generator Full Power
08/10/01 1900 1150 100 Turbine/Generator Full Power
08/10/01 2000 1150 100 Turbine/Generator Full Power
08/10/01 2100 1150 100 Turbine/Generator Full Power
08/10/01 2200 1150 100 Turbine/Generator Full Power
08/10/01 2300 1150 100 Turbine/Generator Full Power
08/10/01 2400 1150 100 Turbine/Generator Full Power
08/11/01 0100 1150 100 Turbine/Generator Full Power
08/11/01 0200 1150 100 Turbine/Generator Full Power
08/11/01 0300 1150 100 Turbine/Generator Full Power
08/11/01 0400 1150 100 Turbine/Generator Full Power
08/11/01 0500 1150 99.9 Turbine/Generator Full Power
08/11/01 0600 1150 100 Turbine/Generator Full Power
08/11/01 0700 1150 100 Turbine/Generator Full Power
08/11/01 0800 1150 100 Turbine/Generator Full Power



08/11/01 0900 1150 100 Turbine/Generator Full Power
08/11/01 1000 1150 100 Turbine/Generator Full Power
08/11/01 1100 1149 100 Turbine/Generator Full Power
08/11/01 1200 1150 100 Turbine/Generator Full Power
08/11/01 1300 1150 99.9 Turbine/Generator Full Power
08/11/01 1400 1150 100 Turbine/Generator Full Power
08/11/01 1500 1150 100 Turbine/Generator Full Power
08/11/01 1600 1150 100 Turbine/Generator Full Power
08/11/01 1700 1150 100 Turbine/Generator Full Power
08/11/01 1800 1150 100 Turbine/Generator Full Power
08/11/01 1900 1150 100 Turbine/Generator Full Power
08/11/01 2000 1150 100 Turbine/Generator Full Power
08/11/01 2100 1150 100 Turbine/Generator Full Power
08/11/01 2200 1150 100 Turbine/Generator Full Power
08/11/01 2300 1149 100 Turbine/Generator Full Power
08/11/01 2400 1149 100 Turbine/Generator Full Power
08/12/01 0100 1150 100 Turbine/Generator Full Power
08/12/01 0200 1149 100 Turbine/Generator Full Power
08/12/01 0300 1150 100 Turbine/Generator Full Power
08/12/01 0400 1150 100 Turbine/Generator Full Power
08/12/01 0500 1150 100 Turbine/Generator Full Power
08/12/01 0600 1150 100 Turbine/Generator Full Power
08/12/01 0700 1149 100 Turbine/Generator Full Power
08/12/01 0800 1150 99.9 Turbine/Generator Full Power
08/12/01 0900 1151 100 Turbine/Generator Full Power
08/12/01 1000 1150 100 Turbine/Generator Full Power
08/12/01 1100 1150 100 Turbine/Generator Full Power
08/12/01 1200 1150 100 Turbine/Generator Full Power
08/12/01 1300 1150 100 Turbine/Generator Full Power
08/12/01 1400 1150 100 Turbine/Generator Full Power
08/12/01 1500 1149 99.9 Turbine/Generator Full Power
08/12/01 1600 1150 100 Turbine/Generator Full Power
08/12/01 1700 1150 100 Turbine/Generator Full Power
08/12/01 1800 1150 100 Turbine/Generator Full Power
08/12/01 1900 1150 99.9 Turbine/Generator Full Power
08/12/01 2000 1150 100 Turbine/Generator Full Power
08/12/01 2100 1150 100 Turbine/Generator Full Power
08/12/01 2200 1150 100 Turbine/Generator Full Power
08/12/01 2300 1150 100 Turbine/Generator Full Power
08/12/01 2400 1150 100 Turbine/Generator Full Power
08/13/01 0100 1150 100 Turbine/Generator Full Power
08/13/01 0200 1150 99.9 Turbine/Generator Full Power
08/13/01 0300 1149 99.9 Turbine/Generator Full Power
08/13/01 0400 1150 100 Turbine/Generator Full Power
08/13/01 0500 1149 100 Turbine/Generator Full Power
08/13/01 0600 1150 100 Turbine/Generator Full Power
08/13/01 0700 1150 100 Turbine/Generator Full Power
08/13/01 0800 1150 100 Turbine/Generator Full Power
08/13/01 0900 1150 100 Turbine/Generator Full Power
08/13/01 1000 1150 100 Turbine/Generator Full Power
08/13/01 1100 1150 100 Turbine/Generator Full Power
08/13/01 1200 1149 100 Turbine/Generator Full Power
08/13/01 1300 1150 100 Turbine/Generator Full Power
08/13/01 1400 1150 100 Turbine/Generator Full Power



08/13/01 1500 1150 100 Turbine/Generator Full Power
08/13/01 1600 1150 100 Turbine/Generator Full Power
08/13/01 1700 1150 100 Turbine/Generator Full Power
08/13/01 1800 1151 100 Turbine/Generator Full Power
08/13/01 1900 1151 100 Turbine/Generator Full Power
08/13/01 2000 1150 100 Turbine/Generator Full Power
08/13/01 2100 1150 100 Turbine/Generator Full Power
08/13/01 2200 1151 100 Turbine/Generator Full Power
08/13/01 2300 1150 100 Turbine/Generator Full Power
08/13/01 2400 1150 100 Turbine/Generator Full Power
08/14/01 0100 1149 100 Turbine/Generator Full Power
08/14/01 0200 1150 100 Turbine/Generator Full Power
08/14/01 0300 1150 100 Turbine/Generator Full Power
08/14/01 0400 1150 100 Turbine/Generator Full Power
08/14/01 0500 1150 100 Turbine/Generator Full Power
08/14/01 0600 1151 100 Turbine/Generator Full Power
08/14/01 0700 1150 100 Turbine/Generator Full Power
08/14/01 0800 1151 100 Turbine/Generator Full Power
08/14/01 0900 1151 100 Turbine/Generator Full Power
08/14/01 1000 1150 100 Turbine/Generator Full Power
08/14/01 1100 1151 100 Turbine/Generator Full Power
08/14/01 1200 1151 100 Turbine/Generator Full Power
08/14/01 1300 1151 100 Turbine/Generator Full Power
08/14/01 1400 1150 100 Turbine/Generator Full Power
08/14/01 1500 1151 100 Turbine/Generator Full Power
08/14/01 1600 1151 100 Turbine/Generator Full Power
08/14/01 1700 1151 100 Turbine/Generator Full Power
08/14/01 1800 1151 100 Turbine/Generator Full Power
08/14/01 1900 1150 100 Turbine/Generator Full Power
08/14/01 2000 1151 100 Turbine/Generator Full Power
08/14/01 2100 1151 100 Turbine/Generator Full Power
08/14/01 2200 1149 100 Turbine/Generator Full Power
08/14/01 2300 1151 100 Turbine/Generator Full Power
08/14/01 2400 1149 100 Turbine/Generator Full Power
08/15/01 0100 1149 100 Turbine/Generator Full Power
08/15/01 0200 1149 99.9 Turbine/Generator Full Power
08/15/01 0300 1149 100 Turbine/Generator Full Power
08/15/01 0400 1149 99.9 Turbine/Generator Full Power
08/15/01 0500 1150 99.9 Turbine/Generator Full Power
08/15/01 0600 1149 100 Turbine/Generator Full Power
08/15/01 0700 1150 100 Turbine/Generator Full Power
08/15/01 0800 1151 100 Turbine/Generator Full Power
08/15/01 0900 1151 100 Turbine/Generator Full Power
08/15/01 1000 1150 100 Turbine/Generator Full Power
08/15/01 1100 1151 100 Turbine/Generator Full Power
08/15/01 1200 1151 100 Turbine/Generator Full Power
08/15/01 1300 1150 100 Turbine/Generator Full Power
08/15/01 1400 1151 100 Turbine/Generator Full Power
08/15/01 1500 1150 100 Turbine/Generator Full Power
08/15/01 1600 1151 100 Turbine/Generator Full Power
08/15/01 1700 1151 100 Turbine/Generator Full Power
08/15/01 1800 1151 100 Turbine/Generator Full Power
08/15/01 1900 1150 100 Turbine/Generator Full Power
08/15/01 2000 1150 100 Turbine/Generator Full Power



08/15/01 2100 1150 100.1 Turbine/Generator Full Power
08/15/01 2200 1150 100 Turbine/Generator Full Power
08/15/01 2300 1150 100 Turbine/Generator Full Power
08/15/01 2400 1149 100 Turbine/Generator Full Power
08/16/01 0100 1150 100 Turbine/Generator Full Power
08/16/01 0200 1150 100 Turbine/Generator Full Power
08/16/01 0300 1149 99.9 Turbine/Generator Full Power
08/16/01 0400 1149 99.9 Turbine/Generator Full Power
08/16/01 0500 1149 99.9 Turbine/Generator Full Power
08/16/01 0600 1149 99.9 Turbine/Generator Full Power
08/16/01 0700 1149 100 Turbine/Generator Full Power
08/16/01 0800 1150 100 Turbine/Generator Full Power
08/16/01 0900 1150 100 Turbine/Generator Full Power
08/16/01 1000 1150 100 Turbine/Generator Full Power
08/16/01 1100 1150 100 Turbine/Generator Full Power
08/16/01 1200 1151 100 Turbine/Generator Full Power
08/16/01 1300 1150 100 Turbine/Generator Full Power
08/16/01 1400 1149 100 Turbine/Generator Full Power
08/16/01 1500 1150 100 Turbine/Generator Full Power
08/16/01 1600 1150 100 Turbine/Generator Full Power
08/16/01 1700 1149 99.9 Turbine/Generator Full Power
08/16/01 1800 1150 100 Turbine/Generator Full Power
08/16/01 1900 1150 100 Turbine/Generator Full Power
08/16/01 2000 1150 100 Turbine/Generator Full Power
08/16/01 2100 1149 100 Turbine/Generator Full Power
08/16/01 2200 1149 100 Turbine/Generator Full Power
08/16/01 2300 1149 100 Turbine/Generator Full Power
08/16/01 2400 1150 100 Turbine/Generator Full Power
08/17/01 0100 1150 100 Turbine/Generator Full Power
08/17/01 0200 1149 100 Turbine/Generator Full Power
08/17/01 0300 1150 100 Turbine/Generator Full Power
08/17/01 0400 1150 100 Turbine/Generator Full Power
08/17/01 0500 1150 100 Turbine/Generator Full Power
08/17/01 0600 1149 100 Turbine/Generator Full Power
08/17/01 0700 1150 99.9 Turbine/Generator Full Power
08/17/01 0800 1149 100 Turbine/Generator Full Power
08/17/01 0900 1149 100 Turbine/Generator Full Power
08/17/01 1000 1149 100 Turbine/Generator Full Power
08/17/01 1100 1149 100 Turbine/Generator Full Power
08/17/01 1200 1149 100 Turbine/Generator Full Power
08/17/01 1300 1150 100 Turbine/Generator Full Power
08/17/01 1400 1150 100 Turbine/Generator Full Power
08/17/01 1500 1150 100 Turbine/Generator Full Power
08/17/01 1600 1150 100 Turbine/Generator Full Power
08/17/01 1700 1150 100 Turbine/Generator Full Power
08/17/01 1800 1150 100 Turbine/Generator Full Power
08/17/01 1900 1149 99.9 Turbine/Generator Full Power
08/17/01 2000 1149 100 Turbine/Generator Full Power
08/17/01 2100 1150 100 Turbine/Generator Full Power
08/17/01 2200 1150 100 Turbine/Generator Full Power
08/17/01 2300 1149 99.9 Turbine/Generator Full Power
08/17/01 2400 1149 100 Turbine/Generator Full Power
08/18/01 0100 1150 100 Turbine/Generator Full Power
08/18/01 0200 1149 100 Turbine/Generator Full Power



08/18/01 0300 1149 100 Turbine/Generator Full Power
08/18/01 0400 1149 100 Turbine/Generator Full Power
08/18/01 0500 1149 100 Turbine/Generator Full Power
08/18/01 0600 1149 100 Turbine/Generator Full Power
08/18/01 0700 1150 100 Turbine/Generator Full Power
08/18/01 0800 1150 100 Turbine/Generator Full Power
08/18/01 0900 1150 99.9 Turbine/Generator Full Power
08/18/01 1000 1148 99.9 Turbine/Generator Full Power
08/18/01 1100 1149 100 Turbine/Generator Full Power
08/18/01 1200 1149 100 Turbine/Generator Full Power
08/18/01 1300 1149 100 Turbine/Generator Full Power
08/18/01 1400 1149 100 Turbine/Generator Full Power
08/18/01 1500 1150 100 Turbine/Generator Full Power
08/18/01 1600 1149 100 Turbine/Generator Full Power
08/18/01 1700 1149 100 Turbine/Generator Full Power
08/18/01 1800 1150 100 Turbine/Generator Full Power
08/18/01 1900 1150 99.9 Turbine/Generator Full Power
08/18/01 2000 1149 99.9 Turbine/Generator Full Power
08/18/01 2100 1150 100 Turbine/Generator Full Power
08/18/01 2200 1150 100 Turbine/Generator Full Power
08/18/01 2300 1149 100 Turbine/Generator Full Power
08/18/01 2400 1149 99.9 Turbine/Generator Full Power
08/19/01 0100 1148 99.9 Turbine/Generator Full Power
08/19/01 0200 1149 100 Turbine/Generator Full Power
08/19/01 0300 1149 100 Turbine/Generator Full Power
08/19/01 0400 1149 99.9 Turbine/Generator Full Power
08/19/01 0500 1149 100 Turbine/Generator Full Power
08/19/01 0600 1149 99.9 Turbine/Generator Full Power
08/19/01 0700 1149 99.9 Turbine/Generator Full Power
08/19/01 0800 1149 100 Turbine/Generator Full Power
08/19/01 0900 1150 100 Turbine/Generator Full Power
08/19/01 1000 1150 100 Turbine/Generator Full Power
08/19/01 1100 1149 100 Turbine/Generator Full Power
08/19/01 1200 1150 100 Turbine/Generator Full Power
08/19/01 1300 1150 100 Turbine/Generator Full Power
08/19/01 1400 1149 100 Turbine/Generator Full Power
08/19/01 1500 1149 100 Turbine/Generator Full Power
08/19/01 1600 1148 100 Turbine/Generator Full Power
08/19/01 1700 1149 100 Turbine/Generator Full Power
08/19/01 1800 1149 100 Turbine/Generator Full Power
08/19/01 1900 1149 100 Turbine/Generator Full Power
08/19/01 2000 1149 100 Turbine/Generator Full Power
08/19/01 2100 1150 100 Turbine/Generator Full Power
08/19/01 2200 1149 100 Turbine/Generator Full Power
08/19/01 2300 1149 100 Turbine/Generator Full Power
08/19/01 2400 1149 100 Turbine/Generator Full Power
08/20/01 0100 1150 100 Turbine/Generator Full Power
08/20/01 0200 1149 100 Turbine/Generator Full Power
08/20/01 0300 1148 100 Turbine/Generator Full Power
08/20/01 0400 1149 100 Turbine/Generator Full Power
08/20/01 0500 1150 100 Turbine/Generator Full Power
08/20/01 0600 1149 100 Turbine/Generator Full Power
08/20/01 0700 1149 100 Turbine/Generator Full Power
08/20/01 0800 1150 100 Turbine/Generator Full Power



08/20/01 0900 1150 100 Turbine/Generator Full Power
08/20/01 1000 1150 100 Turbine/Generator Full Power
08/20/01 1100 1150 100 Turbine/Generator Full Power
08/20/01 1200 1149 100 Turbine/Generator Full Power
08/20/01 1300 1149 100 Turbine/Generator Full Power
08/20/01 1400 1148 100 Turbine/Generator Full Power
08/20/01 1500 1149 100 Turbine/Generator Full Power
08/20/01 1600 1149 99.9 Turbine/Generator Full Power
08/20/01 1700 1149 100 Turbine/Generator Full Power
08/20/01 1800 1149 100 Turbine/Generator Full Power
08/20/01 1900 1150 100 Turbine/Generator Full Power
08/20/01 2000 1150 100 Turbine/Generator Full Power
08/20/01 2100 1149 100 Turbine/Generator Full Power
08/20/01 2200 1149 100 Turbine/Generator Full Power
08/20/01 2300 1149 100.1 Turbine/Generator Full Power
08/20/01 2400 1149 99.9 Turbine/Generator Full Power
08/21/01 0100 1149 100 Turbine/Generator Full Power
08/21/01 0200 1149 100 Turbine/Generator Full Power
08/21/01 0300 1149 99.9 Turbine/Generator Full Power
08/21/01 0400 1149 100 Turbine/Generator Full Power
08/21/01 0500 1149 99.9 Turbine/Generator Full Power
08/21/01 0600 1149 100 Turbine/Generator Full Power
08/21/01 0700 1150 100 Turbine/Generator Full Power
08/21/01 0800 1150 100 Turbine/Generator Full Power
08/21/01 0900 1151 100 Turbine/Generator Full Power
08/21/01 1000 1150 100 Turbine/Generator Full Power
08/21/01 1100 1149 100 Turbine/Generator Full Power
08/21/01 1200 1150 100 Turbine/Generator Full Power
08/21/01 1300 1150 100 Turbine/Generator Full Power
08/21/01 1400 1150 100 Turbine/Generator Full Power
08/21/01 1500 1149 100 Turbine/Generator Full Power
08/21/01 1600 1150 100 Turbine/Generator Full Power
08/21/01 1700 1150 100 Turbine/Generator Full Power
08/21/01 1800 1150 100 Turbine/Generator Full Power
08/21/01 1900 1150 100 Turbine/Generator Full Power
08/21/01 2000 1150 100 Turbine/Generator Full Power
08/21/01 2100 1149 100 Turbine/Generator Full Power
08/21/01 2200 1149 100 Turbine/Generator Full Power
08/21/01 2300 1150 100 Turbine/Generator Full Power
08/21/01 2400 1150 100 Turbine/Generator Full Power
08/22/01 0100 1150 100 Turbine/Generator Full Power
08/22/01 0200 1150 100 Turbine/Generator Full Power
08/22/01 0300 1150 99.9 Turbine/Generator Full Power
08/22/01 0400 1151 100 Turbine/Generator Full Power
08/22/01 0500 1150 100 Turbine/Generator Full Power
08/22/01 0600 1150 100 Turbine/Generator Full Power
08/22/01 0700 1150 100 Turbine/Generator Full Power
08/22/01 0800 1151 100 Turbine/Generator Full Power
08/22/01 0900 1150 100 Turbine/Generator Full Power
08/22/01 1000 1150 100 Turbine/Generator Full Power
08/22/01 1100 1149 100 Turbine/Generator Full Power
08/22/01 1200 1150 100 Turbine/Generator Full Power
08/22/01 1300 1150 100 Turbine/Generator Full Power
08/22/01 1400 1149 100 Turbine/Generator Full Power



08/22/01 1500 1150 100 Turbine/Generator Full Power
08/22/01 1600 1149 100 Turbine/Generator Full Power
08/22/01 1700 1149 100 Turbine/Generator Full Power
08/22/01 1800 1150 100 Turbine/Generator Full Power
08/22/01 1900 1149 100 Turbine/Generator Full Power
08/22/01 2000 1150 100 Turbine/Generator Full Power
08/22/01 2100 1149 100 Turbine/Generator Full Power
08/22/01 2200 1152 100 Turbine/Generator Full Power
08/22/01 2300 1152 99.9 Turbine/Generator Full Power
08/22/01 2400 1152 100 Turbine/Generator Full Power
08/23/01 0100 1152 100 Turbine/Generator Full Power
08/23/01 0200 1152 100 Turbine/Generator Full Power
08/23/01 0300 1153 100 Turbine/Generator Full Power
08/23/01 0400 1153 100 Turbine/Generator Full Power
08/23/01 0500 1153 100 Turbine/Generator Full Power
08/23/01 0600 1153 100 Turbine/Generator Full Power
08/23/01 0700 1153 100 Turbine/Generator Full Power
08/23/01 0800 1153 100 Turbine/Generator Full Power
08/23/01 0900 1152 100 Turbine/Generator Full Power
08/23/01 1000 1153 100 Turbine/Generator Full Power
08/23/01 1100 1153 100 Turbine/Generator Full Power
08/23/01 1200 1153 100 Turbine/Generator Full Power
08/23/01 1300 1152 100 Turbine/Generator Full Power
08/23/01 1400 1153 100 Turbine/Generator Full Power
08/23/01 1500 1153 100 Turbine/Generator Full Power
08/23/01 1600 1153 100 Turbine/Generator Full Power
08/23/01 1700 1152 100 Turbine/Generator Full Power
08/23/01 1800 1153 100 Turbine/Generator Full Power
08/23/01 1900 1152 100 Turbine/Generator Full Power
08/23/01 2000 1151 99.9 Turbine/Generator Full Power
08/23/01 2100 1152 100 Turbine/Generator Full Power
08/23/01 2200 1152 100 Turbine/Generator Full Power
08/23/01 2300 1153 99.9 Turbine/Generator Full Power
08/23/01 2400 1151 100 Turbine/Generator Full Power
08/24/01 0100 1153 100.1 Turbine/Generator Full Power
08/24/01 0200 1151 100 Turbine/Generator Full Power
08/24/01 0300 1152 100 Turbine/Generator Full Power
08/24/01 0400 1151 99.9 Turbine/Generator Full Power
08/24/01 0500 1152 99.9 Turbine/Generator Full Power
08/24/01 0600 1152 99.9 Turbine/Generator Full Power
08/24/01 0700 1152 99.9 Turbine/Generator Full Power
08/24/01 0800 1153 100 Turbine/Generator Full Power
08/24/01 0900 1152 100 Turbine/Generator Full Power
08/24/01 1000 1153 100 Turbine/Generator Full Power
08/24/01 1100 1153 100 Turbine/Generator Full Power
08/24/01 1200 1153 100 Turbine/Generator Full Power
08/24/01 1300 1153 100 Turbine/Generator Full Power
08/24/01 1400 1152 100 Turbine/Generator Full Power
08/24/01 1500 1153 100 Turbine/Generator Full Power
08/24/01 1600 1153 99.9 Turbine/Generator Full Power
08/24/01 1700 1153 100 Turbine/Generator Full Power
08/24/01 1800 1153 100 Turbine/Generator Full Power
08/24/01 1900 1153 100 Turbine/Generator Full Power
08/24/01 2000 1153 100 Turbine/Generator Full Power



08/24/01 2100 1152 100 Turbine/Generator Full Power
08/24/01 2200 1152 100 Turbine/Generator Full Power
08/24/01 2300 1152 100 Turbine/Generator Full Power
08/24/01 2400 1153 100 Turbine/Generator Full Power
08/25/01 0100 1153 100 Turbine/Generator Full Power
08/25/01 0200 1154 100 Turbine/Generator Full Power
08/25/01 0300 1154 100 Turbine/Generator Full Power
08/25/01 0400 1154 100 Turbine/Generator Full Power
08/25/01 0500 1153 99.9 Turbine/Generator Full Power
08/25/01 0600 1153 100 Turbine/Generator Full Power
08/25/01 0700 1153 100 Turbine/Generator Full Power
08/25/01 0800 1153 100 Turbine/Generator Full Power
08/25/01 0900 1154 100 Turbine/Generator Full Power
08/25/01 1000 1153 100 10:13 Quarterly STP M-21C Main Turbine Valve Test
08/25/01 1100 1022 88.7 STP M-21C.
08/25/01 1200 948 83.5 STP M-21C.
08/25/01 1300 946 81.4 STP M-21C.
08/25/01 1400 943 82.9 14:00 Bottom of T/G ramp-down
08/25/01 1500 943 81.2 15:18 Started ramp-up to full-power.
08/25/01 1600 1040 88.6 Ramp to full power
08/25/01 1700 1104 95.1 Ramp to full power
08/25/01 1800 1100 94.1 Ramp to full power
08/25/01 1900 1104 94.6 Ramp to full power
08/25/01 2000 1104 94 Ramp to full power
08/25/01 2100 1100 94.1 Ramp to full power
08/25/01 2200 1101 95.3 Ramp to full power
08/25/01 2300 1116 98.7 Ramp to full power
08/25/01 2400 1134 100 100% Reactor power
08/26/01 0100 1134 100 continued Turbine/Generator ramp to full power
08/26/01 0200 1134 100 continued Turbine/Generator ramp to full power
08/26/01 0300 1134 99.9 continued Turbine/Generator ramp to full power
08/26/01 0400 1131 99.8 continued Turbine/Generator ramp to full power
08/26/01 0500 1133 99.9 continued Turbine/Generator ramp to full power
08/26/01 0600 1134 99.9 continued Turbine/Generator ramp to full power
08/26/01 0700 1134 100 continued Turbine/Generator ramp to full power
08/26/01 0800 1134 100 continued Turbine/Generator ramp to full power
08/26/01 0900 1133 99.8 continued Turbine/Generator ramp to full power
08/26/01 1000 1132 99.9 continued Turbine/Generator ramp to full power
08/26/01 1100 1131 99.9 continued Turbine/Generator ramp to full power
08/26/01 1200 1130 100 continued Turbine/Generator ramp to full power
08/26/01 1300 1130 100 continued Turbine/Generator ramp to full power
08/26/01 1400 1131 98.3 continued Turbine/Generator ramp to full power
08/26/01 1500 1133 98.2 continued Turbine/Generator ramp to full power
08/26/01 1600 1132 98.2 continued Turbine/Generator ramp to full power
08/26/01 1700 1151 100 T/G 100%
08/26/01 1800 1151 100 Turbine/Generator Full Power
08/26/01 1900 1152 100 Turbine/Generator Full Power
08/26/01 2000 1152 100 Turbine/Generator Full Power
08/26/01 2100 1150 100 Turbine/Generator Full Power
08/26/01 2200 1150 100 Turbine/Generator Full Power
08/26/01 2300 1151 100 Turbine/Generator Full Power
08/26/01 2400 1152 100 Turbine/Generator Full Power
08/27/01 0100 1151 100 Turbine/Generator Full Power
08/27/01 0200 1151 100 Turbine/Generator Full Power



08/27/01 0300 1152 100 Turbine/Generator Full Power
08/27/01 0400 1151 100 Turbine/Generator Full Power
08/27/01 0500 1152 100 Turbine/Generator Full Power
08/27/01 0600 1152 100 Turbine/Generator Full Power
08/27/01 0700 1153 100 Turbine/Generator Full Power
08/27/01 0800 1152 100 Turbine/Generator Full Power
08/27/01 0900 1152 100 Turbine/Generator Full Power
08/27/01 1000 1151 100 Turbine/Generator Full Power
08/27/01 1100 1151 100 Turbine/Generator Full Power
08/27/01 1200 1151 100 Turbine/Generator Full Power
08/27/01 1300 1149 100 Turbine/Generator Full Power
08/27/01 1400 1151 100 Turbine/Generator Full Power
08/27/01 1500 1152 100 Turbine/Generator Full Power
08/27/01 1600 1152 100 Turbine/Generator Full Power
08/27/01 1700 1152 100 Turbine/Generator Full Power
08/27/01 1800 1152 100 Turbine/Generator Full Power
08/27/01 1900 1151 100 Turbine/Generator Full Power
08/27/01 2000 1151 100 Turbine/Generator Full Power
08/27/01 2100 1151 100 Turbine/Generator Full Power
08/27/01 2200 1151 100 Turbine/Generator Full Power
08/27/01 2300 1151 100 Turbine/Generator Full Power
08/27/01 2400 1152 100 Turbine/Generator Full Power
08/28/01 0100 1152 100 Turbine/Generator Full Power
08/28/01 0200 1152 100 Turbine/Generator Full Power
08/28/01 0300 1151 100 Turbine/Generator Full Power
08/28/01 0400 1152 100 Turbine/Generator Full Power
08/28/01 0500 1152 100 Turbine/Generator Full Power
08/28/01 0600 1152 100 Turbine/Generator Full Power
08/28/01 0700 1151 100 Turbine/Generator Full Power
08/28/01 0800 1152 100 Turbine/Generator Full Power
08/28/01 0900 1152 100 Turbine/Generator Full Power
08/28/01 1000 1152 100 Turbine/Generator Full Power
08/28/01 1100 1151 100 Turbine/Generator Full Power
08/28/01 1200 1150 100 Turbine/Generator Full Power
08/28/01 1300 1150 100 Turbine/Generator Full Power
08/28/01 1400 1151 100 Turbine/Generator Full Power
08/28/01 1500 1151 100 Turbine/Generator Full Power
08/28/01 1600 1151 100 Turbine/Generator Full Power
08/28/01 1700 1152 100 Turbine/Generator Full Power
08/28/01 1800 1151 100 Turbine/Generator Full Power
08/28/01 1900 1151 100 Turbine/Generator Full Power
08/28/01 2000 1150 99.9 Turbine/Generator Full Power
08/28/01 2100 1150 100 Turbine/Generator Full Power
08/28/01 2200 1151 100 Turbine/Generator Full Power
08/28/01 2300 1151 100 Turbine/Generator Full Power
08/28/01 2400 1151 100 Turbine/Generator Full Power
08/29/01 0100 1151 100 Turbine/Generator Full Power
08/29/01 0200 1151 100 Turbine/Generator Full Power
08/29/01 0300 1151 100 Turbine/Generator Full Power
08/29/01 0400 1151 100 Turbine/Generator Full Power
08/29/01 0500 1151 100 Turbine/Generator Full Power
08/29/01 0600 1151 100 Turbine/Generator Full Power
08/29/01 0700 1151 100 Turbine/Generator Full Power
08/29/01 0800 1151 100 Turbine/Generator Full Power



08/29/01 0900 1151 100 Turbine/Generator Full Power
08/29/01 1000 1150 100 Turbine/Generator Full Power
08/29/01 1100 1151 100 Turbine/Generator Full Power
08/29/01 1200 1151 100 Turbine/Generator Full Power
08/29/01 1300 1150 100 Turbine/Generator Full Power
08/29/01 1400 1151 100 Turbine/Generator Full Power
08/29/01 1500 1150 100 Turbine/Generator Full Power
08/29/01 1600 1150 100 Turbine/Generator Full Power
08/29/01 1700 1150 100 Turbine/Generator Full Power
08/29/01 1800 1149 100 Turbine/Generator Full Power
08/29/01 1900 1150 100 Turbine/Generator Full Power
08/29/01 2000 1150 100 Turbine/Generator Full Power
08/29/01 2100 1150 99.9 Turbine/Generator Full Power
08/29/01 2200 1150 100 Turbine/Generator Full Power
08/29/01 2300 1150 100 Turbine/Generator Full Power
08/29/01 2400 1150 100 Turbine/Generator Full Power
08/30/01 0100 1150 100 Turbine/Generator Full Power
08/30/01 0200 1150 100 Turbine/Generator Full Power
08/30/01 0300 1150 100 Turbine/Generator Full Power
08/30/01 0400 1150 100 Turbine/Generator Full Power
08/30/01 0500 1150 100 Turbine/Generator Full Power
08/30/01 0600 1151 100 Turbine/Generator Full Power
08/30/01 0700 1150 100 Turbine/Generator Full Power
08/30/01 0800 1151 100 Turbine/Generator Full Power
08/30/01 0900 1151 100 Turbine/Generator Full Power
08/30/01 1000 1151 100 Turbine/Generator Full Power
08/30/01 1100 1150 100 Turbine/Generator Full Power
08/30/01 1200 1150 100 Turbine/Generator Full Power
08/30/01 1300 1150 100 Turbine/Generator Full Power
08/30/01 1400 1149 100 Turbine/Generator Full Power
08/30/01 1500 1150 100 Turbine/Generator Full Power
08/30/01 1600 1150 100 Turbine/Generator Full Power
08/30/01 1700 1150 100 Turbine/Generator Full Power
08/30/01 1800 1150 100 Turbine/Generator Full Power
08/30/01 1900 1150 100 Turbine/Generator Full Power
08/30/01 2000 1151 100 Turbine/Generator Full Power
08/30/01 2100 1152 100 Turbine/Generator Full Power
08/30/01 2200 1150 100 Turbine/Generator Full Power
08/30/01 2300 1150 100 Turbine/Generator Full Power
08/30/01 2400 1150 100 Turbine/Generator Full Power
08/31/01 0100 1150 100 Turbine/Generator Full Power
08/31/01 0200 1150 100 Turbine/Generator Full Power
08/31/01 0300 1151 100 Turbine/Generator Full Power
08/31/01 0400 1150 100 Turbine/Generator Full Power
08/31/01 0500 1150 100 Turbine/Generator Full Power
08/31/01 0600 1150 100 Turbine/Generator Full Power
08/31/01 0700 1150 100 Turbine/Generator Full Power
08/31/01 0800 1150 100 Turbine/Generator Full Power
08/31/01 0900 1149 100 Turbine/Generator Full Power
08/31/01 1000 1149 100 Turbine/Generator Full Power
08/31/01 1100 1149 100 Turbine/Generator Full Power
08/31/01 1200 1149 100 Turbine/Generator Full Power
08/31/01 1300 1149 100 Turbine/Generator Full Power
08/31/01 1400 1149 99.9 Turbine/Generator Full Power



08/31/01 1500 1149 100 Turbine/Generator Full Power
08/31/01 1600 1149 100 Turbine/Generator Full Power
08/31/01 1700 1150 100 Turbine/Generator Full Power
08/31/01 1800 1150 100 Turbine/Generator Full Power
08/31/01 1900 1150 100 Turbine/Generator Full Power
08/31/01 2000 1150 100 Turbine/Generator Full Power
08/31/01 2100 1150 100 Turbine/Generator Full Power
08/31/01 2200 1151 100 Turbine/Generator Full Power
08/31/01 2300 1150 100 Turbine/Generator Full Power
08/31/01 2400 1150 100 Turbine/Generator Full Power
09/01/01 0100 1150 100 Turbine/Generator Full Power
09/01/01 0200 1152 100 Turbine/Generator Full Power
09/01/01 0300 1151 100 Turbine/Generator Full Power
09/01/01 0400 1150 100 Turbine/Generator Full Power
09/01/01 0500 1150 100 Turbine/Generator Full Power
09/01/01 0600 1150 100 Turbine/Generator Full Power
09/01/01 0700 1150 100 Turbine/Generator Full Power
09/01/01 0800 1151 100 Turbine/Generator Full Power
09/01/01 0900 1152 100 Turbine/Generator Full Power
09/01/01 1000 1152 100 Turbine/Generator Full Power
09/01/01 1100 1151 100 Turbine/Generator Full Power
09/01/01 1200 1151 100 Turbine/Generator Full Power
09/01/01 1300 1150 100 Turbine/Generator Full Power
09/01/01 1400 1151 100 Turbine/Generator Full Power
09/01/01 1500 1152 100 Turbine/Generator Full Power
09/01/01 1600 1151 100 Turbine/Generator Full Power
09/01/01 1700 1150 100 Turbine/Generator Full Power
09/01/01 1800 1150 100 Turbine/Generator Full Power
09/01/01 1900 1150 100 Turbine/Generator Full Power
09/01/01 2000 1150 100 Turbine/Generator Full Power
09/01/01 2100 1150 100 Turbine/Generator Full Power
09/01/01 2200 1150 100 Turbine/Generator Full Power
09/01/01 2300 1150 100 Turbine/Generator Full Power
09/01/01 2400 1150 100 Turbine/Generator Full Power
09/02/01 0100 1151 100 Turbine/Generator Full Power
09/02/01 0200 1150 100 Turbine/Generator Full Power
09/02/01 0300 1150 100 Turbine/Generator Full Power
09/02/01 0400 1150 100 Turbine/Generator Full Power
09/02/01 0500 1150 100 Turbine/Generator Full Power
09/02/01 0600 1151 100 Turbine/Generator Full Power
09/02/01 0700 1151 100 Turbine/Generator Full Power
09/02/01 0800 1151 100 Turbine/Generator Full Power
09/02/01 0900 1152 100 Turbine/Generator Full Power
09/02/01 1000 1151 100 Turbine/Generator Full Power
09/02/01 1100 1149 99.9 Turbine/Generator Full Power
09/02/01 1200 1148 100 Turbine/Generator Full Power
09/02/01 1300 1147 100 Turbine/Generator Full Power
09/02/01 1400 1147 100 Turbine/Generator Full Power
09/02/01 1500 1147 100 Turbine/Generator Full Power
09/02/01 1600 1147 100 Turbine/Generator Full Power
09/02/01 1700 1147 100 Turbine/Generator Full Power
09/02/01 1800 1147 100 Turbine/Generator Full Power
09/02/01 1900 1147 100 Turbine/Generator Full Power
09/02/01 2000 1147 100 Turbine/Generator Full Power



09/02/01 2100 1148 100 Turbine/Generator Full Power
09/02/01 2200 1150 100 Turbine/Generator Full Power
09/02/01 2300 1150 100 Turbine/Generator Full Power
09/02/01 2400 1150 100 Turbine/Generator Full Power
09/03/01 0100 1150 100 Turbine/Generator Full Power
09/03/01 0200 1149 100 Turbine/Generator Full Power
09/03/01 0300 1151 100 Turbine/Generator Full Power
09/03/01 0400 1151 100 Turbine/Generator Full Power
09/03/01 0500 1149 100 Turbine/Generator Full Power
09/03/01 0600 1149 100 Turbine/Generator Full Power
09/03/01 0700 1149 100 Turbine/Generator Full Power
09/03/01 0800 1150 100 Turbine/Generator Full Power
09/03/01 0900 1150 100 Turbine/Generator Full Power
09/03/01 1000 1150 100 Turbine/Generator Full Power
09/03/01 1100 1150 100 Turbine/Generator Full Power
09/03/01 1200 1149 100 Turbine/Generator Full Power
09/03/01 1300 1149 100 Turbine/Generator Full Power
09/03/01 1400 1149 100 Turbine/Generator Full Power
09/03/01 1500 1149 100 Turbine/Generator Full Power
09/03/01 1600 1149 100 Turbine/Generator Full Power
09/03/01 1700 1149 100 Turbine/Generator Full Power
09/03/01 1800 1149 100 Turbine/Generator Full Power
09/03/01 1900 1149 100 Turbine/Generator Full Power
09/03/01 2000 1149 100 Turbine/Generator Full Power
09/03/01 2100 1149 100 Turbine/Generator Full Power
09/03/01 2200 1149 100 Turbine/Generator Full Power
09/03/01 2300 1149 100 Turbine/Generator Full Power
09/03/01 2400 1150 100 Turbine/Generator Full Power
09/04/01 0100 1149 100 Turbine/Generator Full Power
09/04/01 0200 1150 100 Turbine/Generator Full Power
09/04/01 0300 1150 100 Turbine/Generator Full Power
09/04/01 0400 1150 100 Turbine/Generator Full Power
09/04/01 0500 1149 100 Turbine/Generator Full Power
09/04/01 0600 1149 100 Turbine/Generator Full Power
09/04/01 0700 1150 100 Turbine/Generator Full Power
09/04/01 0800 1150 100 Turbine/Generator Full Power
09/04/01 0900 1150 100 Turbine/Generator Full Power
09/04/01 1000 1150 100 Turbine/Generator Full Power
09/04/01 1100 1150 100 Turbine/Generator Full Power
09/04/01 1200 1149 100 Turbine/Generator Full Power
09/04/01 1300 1149 100 Turbine/Generator Full Power
09/04/01 1400 1150 100 Turbine/Generator Full Power
09/04/01 1500 1149 100 Turbine/Generator Full Power
09/04/01 1600 1149 100 Turbine/Generator Full Power
09/04/01 1700 1149 100 Turbine/Generator Full Power
09/04/01 1800 1149 100 Turbine/Generator Full Power
09/04/01 1900 1148 100 Turbine/Generator Full Power
09/04/01 2000 1149 100 Turbine/Generator Full Power
09/04/01 2100 1148 100 Turbine/Generator Full Power
09/04/01 2200 1148 100 Turbine/Generator Full Power
09/04/01 2300 1148 100 Turbine/Generator Full Power
09/04/01 2400 1149 100 Turbine/Generator Full Power
09/05/01 0100 1150 100 Turbine/Generator Full Power
09/05/01 0200 1149 100 Turbine/Generator Full Power



09/05/01 0300 1149 100 Turbine/Generator Full Power
09/05/01 0400 1150 100 Turbine/Generator Full Power
09/05/01 0500 1150 100 Turbine/Generator Full Power
09/05/01 0600 1151 100 Turbine/Generator Full Power
09/05/01 0700 1149 100 Turbine/Generator Full Power
09/05/01 0800 1149 100 Turbine/Generator Full Power
09/05/01 0900 1149 100 Turbine/Generator Full Power
09/05/01 1000 1150 100 Turbine/Generator Full Power
09/05/01 1100 1149 100 Turbine/Generator Full Power
09/05/01 1200 1150 100 Turbine/Generator Full Power
09/05/01 1300 1149 100 Turbine/Generator Full Power
09/05/01 1400 1149 100 Turbine/Generator Full Power
09/05/01 1500 1149 100 Turbine/Generator Full Power
09/05/01 1600 1149 100 Turbine/Generator Full Power
09/05/01 1700 1149 100 Turbine/Generator Full Power
09/05/01 1800 1149 100 Turbine/Generator Full Power
09/05/01 1900 1149 100 Turbine/Generator Full Power
09/05/01 2000 1149 100 Turbine/Generator Full Power
09/05/01 2100 1149 100 Turbine/Generator Full Power
09/05/01 2200 1150 100 Turbine/Generator Full Power
09/05/01 2300 1150 100 Turbine/Generator Full Power
09/05/01 2400 1150 100 Turbine/Generator Full Power
09/06/01 0100 1150 100 Turbine/Generator Full Power
09/06/01 0200 1150 100 Turbine/Generator Full Power
09/06/01 0300 1150 100 Turbine/Generator Full Power
09/06/01 0400 1149 100 Turbine/Generator Full Power
09/06/01 0500 1149 100 Turbine/Generator Full Power
09/06/01 0600 1149 100 Turbine/Generator Full Power
09/06/01 0700 1149 100 Turbine/Generator Full Power
09/06/01 0800 1149 100 Turbine/Generator Full Power
09/06/01 0900 1149 100 Turbine/Generator Full Power
09/06/01 1000 1149 100 Turbine/Generator Full Power
09/06/01 1100 1149 100 Turbine/Generator Full Power
09/06/01 1200 1149 100 Turbine/Generator Full Power
09/06/01 1300 1149 100 Turbine/Generator Full Power
09/06/01 1400 1149 100 Turbine/Generator Full Power
09/06/01 1500 1149 100 Turbine/Generator Full Power
09/06/01 1600 1150 100 Turbine/Generator Full Power
09/06/01 1700 1149 99.9 Turbine/Generator Full Power
09/06/01 1800 1149 99.9 Turbine/Generator Full Power
09/06/01 1900 1149 100 Turbine/Generator Full Power
09/06/01 2000 1150 100 Turbine/Generator Full Power
09/06/01 2100 1149 100 Turbine/Generator Full Power
09/06/01 2200 1149 100 Turbine/Generator Full Power
09/06/01 2300 1149 100 Turbine/Generator Full Power
09/06/01 2400 1150 100 Turbine/Generator Full Power
09/07/01 0100 1150 100 Turbine/Generator Full Power
09/07/01 0200 1150 100 Turbine/Generator Full Power
09/07/01 0300 1150 100 Turbine/Generator Full Power
09/07/01 0400 1149 100 Turbine/Generator Full Power
09/07/01 0500 1150 100 Turbine/Generator Full Power
09/07/01 0600 1149 100 Turbine/Generator Full Power
09/07/01 0700 1149 100 Turbine/Generator Full Power
09/07/01 0800 1149 100 Turbine/Generator Full Power



09/07/01 0900 1148 100 Turbine/Generator Full Power
09/07/01 1000 1147 100 Turbine/Generator Full Power
09/07/01 1100 1147 100 Turbine/Generator Full Power
09/07/01 1200 1148 100.1 Turbine/Generator Full Power
09/07/01 1300 1148 100 Turbine/Generator Full Power
09/07/01 1400 1147 100 Turbine/Generator Full Power
09/07/01 1500 1147 100 Turbine/Generator Full Power
09/07/01 1600 1146 100 Turbine/Generator Full Power
09/07/01 1700 1148 100 Turbine/Generator Full Power
09/07/01 1800 1146 99.9 Turbine/Generator Full Power
09/07/01 1900 1147 100 Turbine/Generator Full Power
09/07/01 2000 1147 100 Turbine/Generator Full Power
09/07/01 2100 1148 100 Turbine/Generator Full Power
09/07/01 2200 1148 100 Turbine/Generator Full Power
09/07/01 2300 1148 100 Turbine/Generator Full Power
09/07/01 2400 1147 100 Turbine/Generator Full Power
09/08/01 0100 1148 100 Turbine/Generator Full Power
09/08/01 0200 1148 100 Turbine/Generator Full Power
09/08/01 0300 1148 100 Turbine/Generator Full Power
09/08/01 0400 1148 100 Turbine/Generator Full Power
09/08/01 0500 1148 100 Turbine/Generator Full Power
09/08/01 0600 1148 100 Turbine/Generator Full Power
09/08/01 0700 1148 100 Turbine/Generator Full Power
09/08/01 0800 1147 100 Turbine/Generator Full Power
09/08/01 0900 1148 100 Turbine/Generator Full Power
09/08/01 1000 1149 100 Turbine/Generator Full Power
09/08/01 1100 1147 100 Turbine/Generator Full Power
09/08/01 1200 1147 100 Turbine/Generator Full Power
09/08/01 1300 1147 100 Turbine/Generator Full Power
09/08/01 1400 1148 100 Turbine/Generator Full Power
09/08/01 1500 1148 100 Turbine/Generator Full Power
09/08/01 1600 1148 100 Turbine/Generator Full Power
09/08/01 1700 1149 100 Turbine/Generator Full Power
09/08/01 1800 1148 100 Turbine/Generator Full Power
09/08/01 1900 1147 99.9 Turbine/Generator Full Power
09/08/01 2000 1148 100 Turbine/Generator Full Power
09/08/01 2100 1147 100 Turbine/Generator Full Power
09/08/01 2200 1148 100 Turbine/Generator Full Power
09/08/01 2300 1148 100 Turbine/Generator Full Power
09/08/01 2400 1148 100 Turbine/Generator Full Power
09/09/01 0100 1148 100 Turbine/Generator Full Power
09/09/01 0200 1148 100 Turbine/Generator Full Power
09/09/01 0300 1147 100 Turbine/Generator Full Power
09/09/01 0400 1148 100 Turbine/Generator Full Power
09/09/01 0500 1148 100 Turbine/Generator Full Power
09/09/01 0600 1148 100 Turbine/Generator Full Power
09/09/01 0700 1148 100 Turbine/Generator Full Power
09/09/01 0800 1148 100 Turbine/Generator Full Power
09/09/01 0900 1148 100 Turbine/Generator Full Power
09/09/01 1000 1148 100 Turbine/Generator Full Power
09/09/01 1100 1148 100 Turbine/Generator Full Power
09/09/01 1200 1148 100 Turbine/Generator Full Power
09/09/01 1300 1148 100 Turbine/Generator Full Power
09/09/01 1400 1148 100 Turbine/Generator Full Power



09/09/01 1500 1147 100 Turbine/Generator Full Power
09/09/01 1600 1147 100 Turbine/Generator Full Power
09/09/01 1700 1148 100 Turbine/Generator Full Power
09/09/01 1800 1147 100 Turbine/Generator Full Power
09/09/01 1900 1147 100 Turbine/Generator Full Power
09/09/01 2000 1148 100 Turbine/Generator Full Power
09/09/01 2100 1148 100 Turbine/Generator Full Power
09/09/01 2200 1148 100 Turbine/Generator Full Power
09/09/01 2300 1148 100 Turbine/Generator Full Power
09/09/01 2400 1147 100 Turbine/Generator Full Power
09/10/01 0100 1148 100 Turbine/Generator Full Power
09/10/01 0200 1148 100 Turbine/Generator Full Power
09/10/01 0300 1148 100 Turbine/Generator Full Power
09/10/01 0400 1148 100 Turbine/Generator Full Power
09/10/01 0500 1149 100 Turbine/Generator Full Power
09/10/01 0600 1149 100 Turbine/Generator Full Power
09/10/01 0700 1148 100 Turbine/Generator Full Power
09/10/01 0800 1148 100 Turbine/Generator Full Power
09/10/01 0900 1148 100 Turbine/Generator Full Power
09/10/01 1000 1148 100 Turbine/Generator Full Power
09/10/01 1100 1148 100 Turbine/Generator Full Power
09/10/01 1200 1148 100 Turbine/Generator Full Power
09/10/01 1300 1148 100 Turbine/Generator Full Power
09/10/01 1400 1148 100 Turbine/Generator Full Power
09/10/01 1500 1148 100 Turbine/Generator Full Power
09/10/01 1600 1148 100 Turbine/Generator Full Power
09/10/01 1700 1148 100 Turbine/Generator Full Power
09/10/01 1800 1148 100 Turbine/Generator Full Power
09/10/01 1900 1148 100 Turbine/Generator Full Power
09/10/01 2000 1148 100 Turbine/Generator Full Power
09/10/01 2100 1148 100 Turbine/Generator Full Power
09/10/01 2200 1148 100 Turbine/Generator Full Power
09/10/01 2300 1148 100 Turbine/Generator Full Power
09/10/01 2400 1147 100 Turbine/Generator Full Power
09/11/01 0100 1147 100 Turbine/Generator Full Power
09/11/01 0200 1148 100 Turbine/Generator Full Power
09/11/01 0300 1148 100 Turbine/Generator Full Power
09/11/01 0400 1148 100 Turbine/Generator Full Power
09/11/01 0500 1149 100 Turbine/Generator Full Power
09/11/01 0600 1149 100 Turbine/Generator Full Power
09/11/01 0700 1149 100 Turbine/Generator Full Power
09/11/01 0800 1149 100 Turbine/Generator Full Power
09/11/01 0900 1149 100 Turbine/Generator Full Power
09/11/01 1000 1150 100 Turbine/Generator Full Power
09/11/01 1100 1149 100 Turbine/Generator Full Power
09/11/01 1200 1149 100 Turbine/Generator Full Power
09/11/01 1300 1149 100 Turbine/Generator Full Power
09/11/01 1400 1149 100 Turbine/Generator Full Power
09/11/01 1500 1149 100 Turbine/Generator Full Power
09/11/01 1600 1149 100 Turbine/Generator Full Power
09/11/01 1700 1149 100 Turbine/Generator Full Power
09/11/01 1800 1149 100 Turbine/Generator Full Power
09/11/01 1900 1149 100 Turbine/Generator Full Power
09/11/01 2000 1148 100 Turbine/Generator Full Power



09/11/01 2100 1148 100 Turbine/Generator Full Power
09/11/01 2200 1149 100 Turbine/Generator Full Power
09/11/01 2300 1149 100 Turbine/Generator Full Power
09/11/01 2400 1149 100 Turbine/Generator Full Power
09/12/01 0100 1150 100 Turbine/Generator Full Power
09/12/01 0200 1150 100 Turbine/Generator Full Power
09/12/01 0300 1149 100 Turbine/Generator Full Power
09/12/01 0400 1149 100 Turbine/Generator Full Power
09/12/01 0500 1148 100 Turbine/Generator Full Power
09/12/01 0600 1149 100 Turbine/Generator Full Power
09/12/01 0700 1149 100 Turbine/Generator Full Power
09/12/01 0800 1150 100 Turbine/Generator Full Power
09/12/01 0900 1149 100 Turbine/Generator Full Power
09/12/01 1000 1150 100 Turbine/Generator Full Power
09/12/01 1100 1148 100 Turbine/Generator Full Power
09/12/01 1200 1149 100 Turbine/Generator Full Power
09/12/01 1300 1148 100 Turbine/Generator Full Power
09/12/01 1400 1149 100 Turbine/Generator Full Power
09/12/01 1500 1149 100 Turbine/Generator Full Power
09/12/01 1600 1149 100 Turbine/Generator Full Power
09/12/01 1700 1149 100 Turbine/Generator Full Power
09/12/01 1800 1149 100 Turbine/Generator Full Power
09/12/01 1900 1150 100 Turbine/Generator Full Power
09/12/01 2000 1149 100 Turbine/Generator Full Power
09/12/01 2100 1149 100 Turbine/Generator Full Power
09/12/01 2200 1149 100 Turbine/Generator Full Power
09/12/01 2300 1149 100 Turbine/Generator Full Power
09/12/01 2400 1149 100 Turbine/Generator Full Power
09/13/01 0100 1149 100 Turbine/Generator Full Power
09/13/01 0200 1150 100 Turbine/Generator Full Power
09/13/01 0300 1149 100 Turbine/Generator Full Power
09/13/01 0400 1149 100 Turbine/Generator Full Power
09/13/01 0500 1149 100 Turbine/Generator Full Power
09/13/01 0600 1149 100 Turbine/Generator Full Power
09/13/01 0700 1150 100 Turbine/Generator Full Power
09/13/01 0800 1150 99.9 Turbine/Generator Full Power
09/13/01 0900 1150 100 Turbine/Generator Full Power
09/13/01 1000 1150 100 Turbine/Generator Full Power
09/13/01 1100 1150 100 Turbine/Generator Full Power
09/13/01 1200 1149 100 Turbine/Generator Full Power
09/13/01 1300 1148 100 Turbine/Generator Full Power
09/13/01 1400 1148 100 Turbine/Generator Full Power
09/13/01 1500 1149 100 Turbine/Generator Full Power
09/13/01 1600 1149 100 Turbine/Generator Full Power
09/13/01 1700 1150 100 Turbine/Generator Full Power
09/13/01 1800 1150 100 Turbine/Generator Full Power
09/13/01 1900 1150 100 Turbine/Generator Full Power
09/13/01 2000 1150 100 Turbine/Generator Full Power
09/13/01 2100 1150 100 Turbine/Generator Full Power
09/13/01 2200 1149 100 Turbine/Generator Full Power
09/13/01 2300 1150 100 Turbine/Generator Full Power
09/13/01 2400 1149 100 Turbine/Generator Full Power
09/14/01 0100 1150 100 01:00 started U2 ramp-down to 30% to replace FT-446.
09/14/01 0200 978 84.8 ramp-down



09/14/01 0300 827 72.6 ramp-down
09/14/01 0400 675 59.4 ramp-down
09/14/01 0500 523 51.6 ramp-down
09/14/01 0600 401 41.3 ramp-down
09/14/01 0700 299 32.2 ramp-down
09/14/01 0800 290 31.9 ramp-down
09/14/01 0900 278 30.7 approx. 09:00 completed ramp-down to 30%.
09/14/01 1000 284 31.7 holding at 31%
09/14/01 1100 281 31.3 holding at 31%
09/14/01 1200 280 31.3 holding at 31%
09/14/01 1300 280 31.4 holding at 31%
09/14/01 1400 280 31.2 14:10 started ramp-up to 50% to work on saltwater leak.
09/14/01 1500 382 41 ramp-up
09/14/01 1600 458 47.5 ramp-up
09/14/01 1700 485 50 approx. 17:00 ramp-up to 50% complete.
09/14/01 1800 485 50.1 holding at 50%
09/14/01 1900 484 49.7 holding at 50%
09/14/01 2000 485 50 holding at 50%
09/14/01 2100 485 49.4 holding at 50%
09/14/01 2200 487 49.7 holding at 50%
09/14/01 2300 481 49.3 holding at 50%
09/14/01 2400 483 49.5 holding at 50%
09/15/01 0100 483 49.6 holding at 50%
09/15/01 0200 481 49.4 holding at 50%
09/15/01 0300 481 49.4 holding at 50%
09/15/01 0400 482 49.4 holding at 50%
09/15/01 0500 483 49.4 holding at 50%
09/15/01 0600 483 49.5 holding at 50%
09/15/01 0700 482 49.2 holding at 50%
09/15/01 0800 481 49 holding at 50%
09/15/01 0900 481 49.3 holding at 50%
09/15/01 1000 521 49.5 approx. 10:00 started ramp-up from 50% to 100%.
09/15/01 1100 648 60.3 ramp-up to full power
09/15/01 1200 835 74.4 ramp-up to full power
09/15/01 1300 1013 86.4 ramp-up to full power
09/15/01 1400 1115 96.1 ramp-up to full power
09/15/01 1500 1114 96.7 ramp-up to full power
09/15/01 1600 1118 97.1 ramp-up to full power
09/15/01 1700 1144 99.6 ramp-up to full power
09/15/01 1800 1144 99.8 ramp-up to full power
09/15/01 1900 1145 99.7 ramp-up to full power
09/15/01 2000 1148 100 100% RX and TG.
09/15/01 2100 1147 99.9 Turbine/Generator Full Power
09/15/01 2200 1147 99.9 Turbine/Generator Full Power
09/15/01 2300 1147 100 Turbine/Generator Full Power
09/15/01 2400 1146 99.9 Turbine/Generator Full Power
09/16/01 0100 1147 100 Turbine/Generator Full Power
09/16/01 0200 1147 99.9 Turbine/Generator Full Power
09/16/01 0300 1148 99.9 Turbine/Generator Full Power
09/16/01 0400 1147 99.9 Turbine/Generator Full Power
09/16/01 0500 1147 100 Turbine/Generator Full Power
09/16/01 0600 1148 100 Turbine/Generator Full Power
09/16/01 0700 1147 99.9 Turbine/Generator Full Power
09/16/01 0800 1148 100 Turbine/Generator Full Power



09/16/01 0900 1148 99.8 Turbine/Generator Full Power
09/16/01 1000 1148 100 Turbine/Generator Full Power
09/16/01 1100 1149 100 Turbine/Generator Full Power
09/16/01 1200 1149 100 Turbine/Generator Full Power
09/16/01 1300 1150 100 Turbine/Generator Full Power
09/16/01 1400 1150 100 Turbine/Generator Full Power
09/16/01 1500 1150 100 Turbine/Generator Full Power
09/16/01 1600 1150 100 Turbine/Generator Full Power
09/16/01 1700 1150 100 Turbine/Generator Full Power
09/16/01 1800 1150 100 Turbine/Generator Full Power
09/16/01 1900 1150 100 Turbine/Generator Full Power
09/16/01 2000 1151 100 Turbine/Generator Full Power
09/16/01 2100 1150 100 Turbine/Generator Full Power
09/16/01 2200 1150 100 Turbine/Generator Full Power
09/16/01 2300 1151 100 Turbine/Generator Full Power
09/16/01 2400 1149 100 Turbine/Generator Full Power
09/17/01 0100 1153 99.9 Turbine/Generator Full Power
09/17/01 0200 1149 100 Turbine/Generator Full Power
09/17/01 0300 1150 100 Turbine/Generator Full Power
09/17/01 0400 1149 99.9 Turbine/Generator Full Power
09/17/01 0500 1149 100 Turbine/Generator Full Power
09/17/01 0600 1149 100 Turbine/Generator Full Power
09/17/01 0700 1150 100 Turbine/Generator Full Power
09/17/01 0800 1150 100 Turbine/Generator Full Power
09/17/01 0900 1150 100 Turbine/Generator Full Power
09/17/01 1000 1150 100 Turbine/Generator Full Power
09/17/01 1100 1150 100 Turbine/Generator Full Power
09/17/01 1200 1150 100 Turbine/Generator Full Power
09/17/01 1300 1150 100 Turbine/Generator Full Power
09/17/01 1400 1150 100 Turbine/Generator Full Power
09/17/01 1500 1150 100 Turbine/Generator Full Power
09/17/01 1600 1149 100 Turbine/Generator Full Power
09/17/01 1700 1150 100 Turbine/Generator Full Power
09/17/01 1800 1150 100 Turbine/Generator Full Power
09/17/01 1900 1150 100 Turbine/Generator Full Power
09/17/01 2000 1150 100 Turbine/Generator Full Power
09/17/01 2100 1150 100 Turbine/Generator Full Power
09/17/01 2200 1150 100 Turbine/Generator Full Power
09/17/01 2300 1150 100 Turbine/Generator Full Power
09/17/01 2400 1151 100 Turbine/Generator Full Power
09/18/01 0100 1150 100 Turbine/Generator Full Power
09/18/01 0200 1150 100 Turbine/Generator Full Power
09/18/01 0300 1150 100 Turbine/Generator Full Power
09/18/01 0400 1150 100 Turbine/Generator Full Power
09/18/01 0500 1150 100 Turbine/Generator Full Power
09/18/01 0600 1149 100 Turbine/Generator Full Power
09/18/01 0700 1149 100 Turbine/Generator Full Power
09/18/01 0800 1149 100 Turbine/Generator Full Power
09/18/01 0900 1149 99.4 Turbine/Generator Full Power
09/18/01 1000 1151 100.1 Turbine/Generator Full Power
09/18/01 1100 1151 100.1 Turbine/Generator Full Power
09/18/01 1200 1150 100 Turbine/Generator Full Power
09/18/01 1300 1150 99.9 Turbine/Generator Full Power
09/18/01 1400 1148 100 Turbine/Generator Full Power



09/18/01 1500 1150 100.1 Turbine/Generator Full Power
09/18/01 1600 1149 100 Turbine/Generator Full Power
09/18/01 1700 1149 100 Turbine/Generator Full Power
09/18/01 1800 1150 100 Turbine/Generator Full Power
09/18/01 1900 1149 100 Turbine/Generator Full Power
09/18/01 2000 1149 100 Turbine/Generator Full Power
09/18/01 2100 1149 100 Turbine/Generator Full Power
09/18/01 2200 1149 100 Turbine/Generator Full Power
09/18/01 2300 1149 100 Turbine/Generator Full Power
09/18/01 2400 1150 100 Turbine/Generator Full Power
09/19/01 0100 1150 100 Turbine/Generator Full Power
09/19/01 0200 1150 100 Turbine/Generator Full Power
09/19/01 0300 1149 100 Turbine/Generator Full Power
09/19/01 0400 1150 100 Turbine/Generator Full Power
09/19/01 0500 1150 100 Turbine/Generator Full Power
09/19/01 0600 1149 100 Turbine/Generator Full Power
09/19/01 0700 1148 100 Turbine/Generator Full Power
09/19/01 0800 1149 100 Turbine/Generator Full Power
09/19/01 0900 1150 100 Turbine/Generator Full Power
09/19/01 1000 1150 100 Turbine/Generator Full Power
09/19/01 1100 1150 100 Turbine/Generator Full Power
09/19/01 1200 1150 100 Turbine/Generator Full Power
09/19/01 1300 1150 100 Turbine/Generator Full Power
09/19/01 1400 1150 100 Turbine/Generator Full Power
09/19/01 1500 1150 100 Turbine/Generator Full Power
09/19/01 1600 1150 100 Turbine/Generator Full Power
09/19/01 1700 1150 100.1 Turbine/Generator Full Power
09/19/01 1800 1150 100 Turbine/Generator Full Power
09/19/01 1900 1149 99.9 Turbine/Generator Full Power
09/19/01 2000 1149 100 Turbine/Generator Full Power
09/19/01 2100 1149 100 Turbine/Generator Full Power
09/19/01 2200 1150 100 Turbine/Generator Full Power
09/19/01 2300 1149 100 Turbine/Generator Full Power
09/19/01 2400 1149 100 Turbine/Generator Full Power
09/20/01 0100 1149 100 Turbine/Generator Full Power
09/20/01 0200 1149 100 Turbine/Generator Full Power
09/20/01 0300 1149 99.9 Turbine/Generator Full Power
09/20/01 0400 1149 100 Turbine/Generator Full Power
09/20/01 0500 1149 100 Turbine/Generator Full Power
09/20/01 0600 1149 100 Turbine/Generator Full Power
09/20/01 0700 1148 100 Turbine/Generator Full Power
09/20/01 0800 1149 100 Turbine/Generator Full Power
09/20/01 0900 1149 100 Turbine/Generator Full Power
09/20/01 1000 1149 100 Turbine/Generator Full Power
09/20/01 1100 1150 100 Turbine/Generator Full Power
09/20/01 1200 1150 100 Turbine/Generator Full Power
09/20/01 1300 1149 100 Turbine/Generator Full Power
09/20/01 1400 1149 100 Turbine/Generator Full Power
09/20/01 1500 1150 100 Turbine/Generator Full Power
09/20/01 1600 1149 100 Turbine/Generator Full Power
09/20/01 1700 1150 100 Turbine/Generator Full Power
09/20/01 1800 1150 100 Turbine/Generator Full Power
09/20/01 1900 1150 100 Turbine/Generator Full Power
09/20/01 2000 1149 100 Turbine/Generator Full Power



09/20/01 2100 1150 100 Turbine/Generator Full Power
09/20/01 2200 1149 100 Turbine/Generator Full Power
09/20/01 2300 1150 100 Turbine/Generator Full Power
09/20/01 2400 1150 100 Turbine/Generator Full Power
09/21/01 0100 1149 100 Turbine/Generator Full Power
09/21/01 0200 1149 100 Turbine/Generator Full Power
09/21/01 0300 1149 100 Turbine/Generator Full Power
09/21/01 0400 1150 100 Turbine/Generator Full Power
09/21/01 0500 1150 100 Turbine/Generator Full Power
09/21/01 0600 1150 100 Turbine/Generator Full Power
09/21/01 0700 1149 100 Turbine/Generator Full Power
09/21/01 0800 1148 100 Turbine/Generator Full Power
09/21/01 0900 1149 100 Turbine/Generator Full Power
09/21/01 1000 1149 100 Turbine/Generator Full Power
09/21/01 1100 1147 100 Turbine/Generator Full Power
09/21/01 1200 1148 100 Turbine/Generator Full Power
09/21/01 1300 1149 100 Turbine/Generator Full Power
09/21/01 1400 1149 100 Turbine/Generator Full Power
09/21/01 1500 1148 100 Turbine/Generator Full Power
09/21/01 1600 1150 100 Turbine/Generator Full Power
09/21/01 1700 1150 100 Turbine/Generator Full Power
09/21/01 1800 1149 100 Turbine/Generator Full Power
09/21/01 1900 1149 100 Turbine/Generator Full Power
09/21/01 2000 1149 100 Turbine/Generator Full Power
09/21/01 2100 1149 100 Turbine/Generator Full Power
09/21/01 2200 1149 100 Turbine/Generator Full Power
09/21/01 2300 1149 100 Turbine/Generator Full Power
09/21/01 2400 1149 100 Turbine/Generator Full Power
09/22/01 0100 1149 100 Turbine/Generator Full Power
09/22/01 0200 1149 100 Turbine/Generator Full Power
09/22/01 0300 1149 100 Turbine/Generator Full Power
09/22/01 0400 1150 100 Turbine/Generator Full Power
09/22/01 0500 1149 100 Turbine/Generator Full Power
09/22/01 0600 1150 100 Turbine/Generator Full Power
09/22/01 0700 1149 100 Turbine/Generator Full Power
09/22/01 0800 1150 100 Turbine/Generator Full Power
09/22/01 0900 1149 100 Turbine/Generator Full Power
09/22/01 1000 1149 100 Turbine/Generator Full Power
09/22/01 1100 1149 99.9 Turbine/Generator Full Power
09/22/01 1200 1148 100 Turbine/Generator Full Power
09/22/01 1300 1149 100 Turbine/Generator Full Power
09/22/01 1400 1149 100 Turbine/Generator Full Power
09/22/01 1500 1149 100 Turbine/Generator Full Power
09/22/01 1600 1148 99.9 Turbine/Generator Full Power
09/22/01 1700 1149 99.9 Turbine/Generator Full Power
09/22/01 1800 1149 100 Turbine/Generator Full Power
09/22/01 1900 1149 100 Turbine/Generator Full Power
09/22/01 2000 1149 100 Turbine/Generator Full Power
09/22/01 2100 1148 100 Turbine/Generator Full Power
09/22/01 2200 1148 100 Turbine/Generator Full Power
09/22/01 2300 1147 100 Turbine/Generator Full Power
09/22/01 2400 1149 100 Turbine/Generator Full Power
09/23/01 0100 1149 100 Turbine/Generator Full Power
09/23/01 0200 1149 100 Turbine/Generator Full Power



09/23/01 0300 1149 100 Turbine/Generator Full Power
09/23/01 0400 1149 100 Turbine/Generator Full Power
09/23/01 0500 1150 100 Turbine/Generator Full Power
09/23/01 0600 1149 100 Turbine/Generator Full Power
09/23/01 0700 1149 100 Turbine/Generator Full Power
09/23/01 0800 1148 100 Turbine/Generator Full Power
09/23/01 0900 1150 100 Turbine/Generator Full Power
09/23/01 1000 1151 100 Turbine/Generator Full Power
09/23/01 1100 1150 100 Turbine/Generator Full Power
09/23/01 1200 1150 100 Turbine/Generator Full Power
09/23/01 1300 1150 100 Turbine/Generator Full Power
09/23/01 1400 1150 100 Turbine/Generator Full Power
09/23/01 1500 1149 100 Turbine/Generator Full Power
09/23/01 1600 1149 100 Turbine/Generator Full Power
09/23/01 1700 1150 100 Turbine/Generator Full Power
09/23/01 1800 1149 100 Turbine/Generator Full Power
09/23/01 1900 1149 100 Turbine/Generator Full Power
09/23/01 2000 1149 100 Turbine/Generator Full Power
09/23/01 2100 1149 100 Turbine/Generator Full Power
09/23/01 2200 1149 100 Turbine/Generator Full Power
09/23/01 2300 1149 100 Turbine/Generator Full Power
09/23/01 2400 1149 100 Turbine/Generator Full Power
09/24/01 0100 1150 100 Turbine/Generator Full Power
09/24/01 0200 1150 100 Turbine/Generator Full Power
09/24/01 0300 1149 100 Turbine/Generator Full Power
09/24/01 0400 1150 100 Turbine/Generator Full Power
09/24/01 0500 1150 100 Turbine/Generator Full Power
09/24/01 0600 1150 100 Turbine/Generator Full Power
09/24/01 0700 1150 100 Turbine/Generator Full Power
09/24/01 0800 1150 100 Turbine/Generator Full Power
09/24/01 0900 1149 100 Turbine/Generator Full Power
09/24/01 1000 1149 100 Turbine/Generator Full Power
09/24/01 1100 1149 100 Turbine/Generator Full Power
09/24/01 1200 1149 100 Turbine/Generator Full Power
09/24/01 1300 1149 100 Turbine/Generator Full Power
09/24/01 1400 1149 100 Turbine/Generator Full Power
09/24/01 1500 1148 100 Turbine/Generator Full Power
09/24/01 1600 1149 100 Turbine/Generator Full Power
09/24/01 1700 1149 100 Turbine/Generator Full Power
09/24/01 1800 1149 100 Turbine/Generator Full Power
09/24/01 1900 1148 100 Turbine/Generator Full Power
09/24/01 2000 1148 100 Turbine/Generator Full Power
09/24/01 2100 1149 100 Turbine/Generator Full Power
09/24/01 2200 1149 100 Turbine/Generator Full Power
09/24/01 2300 1149 100 Turbine/Generator Full Power
09/24/01 2400 1149 100 Turbine/Generator Full Power
09/25/01 0100 1149 100 Turbine/Generator Full Power
09/25/01 0200 1149 100 Turbine/Generator Full Power
09/25/01 0300 1150 100 Turbine/Generator Full Power
09/25/01 0400 1149 100 Turbine/Generator Full Power
09/25/01 0500 1149 100 Turbine/Generator Full Power
09/25/01 0600 1150 100 Turbine/Generator Full Power
09/25/01 0700 1150 100 Turbine/Generator Full Power
09/25/01 0800 1150 100 Turbine/Generator Full Power



09/25/01 0900 1150 100 Turbine/Generator Full Power
09/25/01 1000 1150 100 Turbine/Generator Full Power
09/25/01 1100 1149 100 Turbine/Generator Full Power
09/25/01 1200 1149 100 Turbine/Generator Full Power
09/25/01 1300 1149 100 Turbine/Generator Full Power
09/25/01 1400 1149 100 Turbine/Generator Full Power
09/25/01 1500 1149 100 Turbine/Generator Full Power
09/25/01 1600 1149 100 Turbine/Generator Full Power
09/25/01 1700 1149 100 Turbine/Generator Full Power
09/25/01 1800 1148 100 Turbine/Generator Full Power
09/25/01 1900 1148 99.9 Turbine/Generator Full Power
09/25/01 2000 1148 100 Turbine/Generator Full Power
09/25/01 2100 1148 100 Turbine/Generator Full Power
09/25/01 2200 1149 100 Turbine/Generator Full Power
09/25/01 2300 1150 99.9 Turbine/Generator Full Power
09/25/01 2400 1149 100 Turbine/Generator Full Power
09/26/01 0100 1149 99.9 Turbine/Generator Full Power
09/26/01 0200 1149 100 Turbine/Generator Full Power
09/26/01 0300 1150 100 Turbine/Generator Full Power
09/26/01 0400 1150 100 Turbine/Generator Full Power
09/26/01 0500 1150 100 Turbine/Generator Full Power
09/26/01 0600 1150 100 Turbine/Generator Full Power
09/26/01 0700 1150 100 Turbine/Generator Full Power
09/26/01 0800 1150 100 Turbine/Generator Full Power
09/26/01 0900 1149 100 Turbine/Generator Full Power
09/26/01 1000 1149 100 Turbine/Generator Full Power
09/26/01 1100 1150 100 Turbine/Generator Full Power
09/26/01 1200 1150 100 Turbine/Generator Full Power
09/26/01 1300 1150 100 Turbine/Generator Full Power
09/26/01 1400 1150 100 Turbine/Generator Full Power
09/26/01 1500 1150 100 Turbine/Generator Full Power
09/26/01 1600 1150 100 Turbine/Generator Full Power
09/26/01 1700 1150 100 Turbine/Generator Full Power
09/26/01 1800 1150 100 Turbine/Generator Full Power
09/26/01 1900 1150 100 Turbine/Generator Full Power
09/26/01 2000 1150 100 Turbine/Generator Full Power
09/26/01 2100 1150 100 Turbine/Generator Full Power
09/26/01 2200 1150 100 Turbine/Generator Full Power
09/26/01 2300 1149 100 Turbine/Generator Full Power
09/26/01 2400 1149 100 Turbine/Generator Full Power
09/27/01 0100 1149 100 Turbine/Generator Full Power
09/27/01 0200 1150 100 Turbine/Generator Full Power
09/27/01 0300 1150 100 Turbine/Generator Full Power
09/27/01 0400 1150 100 Turbine/Generator Full Power
09/27/01 0500 1150 100 Turbine/Generator Full Power
09/27/01 0600 1151 100 Turbine/Generator Full Power
09/27/01 0700 1151 100 Turbine/Generator Full Power
09/27/01 0800 1151 100 Turbine/Generator Full Power
09/27/01 0900 1151 100 Turbine/Generator Full Power
09/27/01 1000 1150 100 Turbine/Generator Full Power
09/27/01 1100 1149 100 Turbine/Generator Full Power
09/27/01 1200 1150 100 Turbine/Generator Full Power
09/27/01 1300 1150 100 Turbine/Generator Full Power
09/27/01 1400 1150 100 Turbine/Generator Full Power



09/27/01 1500 1150 100 Turbine/Generator Full Power
09/27/01 1600 1150 100 Turbine/Generator Full Power
09/27/01 1700 1150 100 Turbine/Generator Full Power
09/27/01 1800 1150 100 Turbine/Generator Full Power
09/27/01 1900 1150 100 Turbine/Generator Full Power
09/27/01 2000 1150 100 Turbine/Generator Full Power
09/27/01 2100 1150 100 Turbine/Generator Full Power
09/27/01 2200 1150 100 Turbine/Generator Full Power
09/27/01 2300 1149 100 Turbine/Generator Full Power
09/27/01 2400 1149 100 Turbine/Generator Full Power
09/28/01 0100 1150 100 Turbine/Generator Full Power
09/28/01 0200 1150 100 Turbine/Generator Full Power
09/28/01 0300 1150 100 Turbine/Generator Full Power
09/28/01 0400 1150 100 Turbine/Generator Full Power
09/28/01 0500 1150 100 Turbine/Generator Full Power
09/28/01 0600 1150 100 Turbine/Generator Full Power
09/28/01 0700 1150 100 Turbine/Generator Full Power
09/28/01 0800 1151 100 Turbine/Generator Full Power
09/28/01 0900 1151 100 Turbine/Generator Full Power
09/28/01 1000 1150 100 Turbine/Generator Full Power
09/28/01 1100 1150 100 Turbine/Generator Full Power
09/28/01 1200 1150 100 Turbine/Generator Full Power
09/28/01 1300 1149 100 Turbine/Generator Full Power
09/28/01 1400 1150 100 Turbine/Generator Full Power
09/28/01 1500 1150 100 Turbine/Generator Full Power
09/28/01 1600 1150 100 Turbine/Generator Full Power
09/28/01 1700 1150 100 Turbine/Generator Full Power
09/28/01 1800 1150 100 Turbine/Generator Full Power
09/28/01 1900 1150 100 Turbine/Generator Full Power
09/28/01 2000 1150 100 Turbine/Generator Full Power
09/28/01 2100 1150 100 Turbine/Generator Full Power
09/28/01 2200 1150 100 Turbine/Generator Full Power
09/28/01 2300 1149 100 Turbine/Generator Full Power
09/28/01 2400 1149 100 Turbine/Generator Full Power
09/29/01 0100 1149 100 Turbine/Generator Full Power
09/29/01 0200 1150 100 Turbine/Generator Full Power
09/29/01 0300 1149 100 Turbine/Generator Full Power
09/29/01 0400 1150 100 Turbine/Generator Full Power
09/29/01 0500 1150 100 Turbine/Generator Full Power
09/29/01 0600 1150 100 Turbine/Generator Full Power
09/29/01 0700 1150 100 Turbine/Generator Full Power
09/29/01 0800 1150 100 Turbine/Generator Full Power
09/29/01 0900 1150 100 Turbine/Generator Full Power
09/29/01 1000 1150 100 Turbine/Generator Full Power
09/29/01 1100 1151 100 Turbine/Generator Full Power
09/29/01 1200 1150 100 Turbine/Generator Full Power
09/29/01 1300 1150 100 Turbine/Generator Full Power
09/29/01 1400 1150 100 Turbine/Generator Full Power
09/29/01 1500 1150 100 Turbine/Generator Full Power
09/29/01 1600 1150 100 Turbine/Generator Full Power
09/29/01 1700 1150 100 Turbine/Generator Full Power
09/29/01 1800 1150 100 Turbine/Generator Full Power
09/29/01 1900 1151 100 Turbine/Generator Full Power
09/29/01 2000 1150 100 Turbine/Generator Full Power



09/29/01 2100 1150 100 Turbine/Generator Full Power
09/29/01 2200 1150 100 Turbine/Generator Full Power
09/29/01 2300 1150 100 Turbine/Generator Full Power
09/29/01 2400 1150 100 Turbine/Generator Full Power
09/30/01 0100 1150 100 Turbine/Generator Full Power
09/30/01 0200 1150 100 Turbine/Generator Full Power
09/30/01 0300 1150 100 Turbine/Generator Full Power
09/30/01 0400 1150 100 Turbine/Generator Full Power
09/30/01 0500 1150 100 Turbine/Generator Full Power
09/30/01 0600 1150 100 Turbine/Generator Full Power
09/30/01 0700 1150 100 Turbine/Generator Full Power
09/30/01 0800 1150 100 Turbine/Generator Full Power
09/30/01 0900 1150 100 Turbine/Generator Full Power
09/30/01 1000 1150 100 Turbine/Generator Full Power
09/30/01 1100 1149 100 Turbine/Generator Full Power
09/30/01 1200 1149 100 Turbine/Generator Full Power
09/30/01 1300 1149 100 Turbine/Generator Full Power
09/30/01 1400 1149 100 Turbine/Generator Full Power
09/30/01 1500 1149 100 Turbine/Generator Full Power
09/30/01 1600 1149 100 Turbine/Generator Full Power
09/30/01 1700 1149 100 Turbine/Generator Full Power
09/30/01 1800 1148 100 Turbine/Generator Full Power
09/30/01 1900 1149 100 Turbine/Generator Full Power
09/30/01 2000 1149 100 Turbine/Generator Full Power
09/30/01 2100 1149 100 Turbine/Generator Full Power
09/30/01 2200 1149 100 Turbine/Generator Full Power
09/30/01 2300 1149 100 Turbine/Generator Full Power
09/30/01 2400 1149 100 Turbine/Generator Full Power
10/01/01 0100 1149 100 Turbine/Generator Full Power
10/01/01 0200 1149 100 Turbine/Generator Full Power
10/01/01 0300 1149 100 Turbine/Generator Full Power
10/01/01 0400 1149 100 Turbine/Generator Full Power
10/01/01 0500 1149 100 Turbine/Generator Full Power
10/01/01 0600 1149 100 Turbine/Generator Full Power
10/01/01 0700 1149 100 Turbine/Generator Full Power
10/01/01 0800 1149 100 Turbine/Generator Full Power
10/01/01 0900 1149 100 Turbine/Generator Full Power
10/01/01 1000 1149 100 Turbine/Generator Full Power
10/01/01 1100 1150 100 Turbine/Generator Full Power
10/01/01 1200 1149 100 Turbine/Generator Full Power
10/01/01 1300 1149 100 Turbine/Generator Full Power
10/01/01 1400 1148 100 Turbine/Generator Full Power
10/01/01 1500 1148 100 Turbine/Generator Full Power
10/01/01 1600 1148 100 Turbine/Generator Full Power
10/01/01 1700 1150 100 Turbine/Generator Full Power
10/01/01 1800 1149 100 Turbine/Generator Full Power
10/01/01 1900 1150 100 Turbine/Generator Full Power
10/01/01 2000 1150 100 Turbine/Generator Full Power
10/01/01 2100 1150 100 Turbine/Generator Full Power
10/01/01 2200 1150 100 Turbine/Generator Full Power
10/01/01 2300 1150 100 Turbine/Generator Full Power
10/01/01 2400 1150 100 Turbine/Generator Full Power
10/02/01 0100 1150 100 Turbine/Generator Full Power
10/02/01 0200 1150 100 Turbine/Generator Full Power



10/02/01 0300 1150 100 Turbine/Generator Full Power
10/02/01 0400 1150 100 Turbine/Generator Full Power
10/02/01 0500 1150 100 Turbine/Generator Full Power
10/02/01 0600 1150 100 Turbine/Generator Full Power
10/02/01 0700 1150 100 Turbine/Generator Full Power
10/02/01 0800 1150 100 Turbine/Generator Full Power
10/02/01 0900 1150 100 Turbine/Generator Full Power
10/02/01 1000 1149 100 Turbine/Generator Full Power
10/02/01 1100 1148 99.9 Turbine/Generator Full Power
10/02/01 1200 1148 99.9 Turbine/Generator Full Power
10/02/01 1300 1148 99.9 Turbine/Generator Full Power
10/02/01 1400 1148 99.9 Turbine/Generator Full Power
10/02/01 1500 1148 99.9 Turbine/Generator Full Power
10/02/01 1600 1147 99.6 Turbine/Generator Full Power
10/02/01 1700 1148 99.6 Turbine/Generator Full Power
10/02/01 1800 1148 99.9 Turbine/Generator Full Power
10/02/01 1900 1148 99.9 Turbine/Generator Full Power
10/02/01 2000 1150 100 Turbine/Generator Full Power
10/02/01 2100 1150 100 Turbine/Generator Full Power
10/02/01 2200 1150 100 Turbine/Generator Full Power
10/02/01 2300 1150 100 Turbine/Generator Full Power
10/02/01 2400 1150 100 Turbine/Generator Full Power
10/03/01 0100 1150 100 Turbine/Generator Full Power
10/03/01 0200 1150 100 Turbine/Generator Full Power
10/03/01 0300 1150 100 Turbine/Generator Full Power
10/03/01 0400 1150 100 Turbine/Generator Full Power
10/03/01 0500 1150 100 Turbine/Generator Full Power
10/03/01 0600 1150 100 Turbine/Generator Full Power
10/03/01 0700 1150 100 Turbine/Generator Full Power
10/03/01 0800 1150 100 Turbine/Generator Full Power
10/03/01 0900 1150 100 Turbine/Generator Full Power
10/03/01 1000 1150 100 Turbine/Generator Full Power
10/03/01 1100 1150 100 Turbine/Generator Full Power
10/03/01 1200 1149 100 Turbine/Generator Full Power
10/03/01 1300 1149 100 Turbine/Generator Full Power
10/03/01 1400 1149 100 Turbine/Generator Full Power
10/03/01 1500 1149 100 Turbine/Generator Full Power
10/03/01 1600 1149 100 Turbine/Generator Full Power
10/03/01 1700 1149 100 Turbine/Generator Full Power
10/03/01 1800 1149 100 Turbine/Generator Full Power
10/03/01 1900 1149 100 Turbine/Generator Full Power
10/03/01 2000 1150 100 Turbine/Generator Full Power
10/03/01 2100 1150 100 Turbine/Generator Full Power
10/03/01 2200 1150 100 Turbine/Generator Full Power
10/03/01 2300 1150 100 Turbine/Generator Full Power
10/03/01 2400 1150 100 Turbine/Generator Full Power
10/04/01 0100 1149 100 Turbine/Generator Full Power
10/04/01 0200 1150 100 Turbine/Generator Full Power
10/04/01 0300 1150 100 Turbine/Generator Full Power
10/04/01 0400 1150 100 Turbine/Generator Full Power
10/04/01 0500 1150 100 Turbine/Generator Full Power
10/04/01 0600 1150 100 Turbine/Generator Full Power
10/04/01 0700 1149 100 Turbine/Generator Full Power
10/04/01 0800 1149 100 Turbine/Generator Full Power



10/04/01 0900 1149 100 Turbine/Generator Full Power
10/04/01 1000 1150 100 Turbine/Generator Full Power
10/04/01 1100 1149 100 Turbine/Generator Full Power
10/04/01 1200 1149 100 Turbine/Generator Full Power
10/04/01 1300 1150 100 Turbine/Generator Full Power
10/04/01 1400 1150 100.1 Turbine/Generator Full Power
10/04/01 1500 1150 99.8 Turbine/Generator Full Power
10/04/01 1600 1150 100 Turbine/Generator Full Power
10/04/01 1700 1150 100 Turbine/Generator Full Power
10/04/01 1800 1150 100 Turbine/Generator Full Power
10/04/01 1900 1150 100 Turbine/Generator Full Power
10/04/01 2000 1150 100 Turbine/Generator Full Power
10/04/01 2100 1150 100 Turbine/Generator Full Power
10/04/01 2200 1149 100 Turbine/Generator Full Power
10/04/01 2300 1150 100 Turbine/Generator Full Power
10/04/01 2400 1151 100 Turbine/Generator Full Power
10/05/01 0100 1150 100 Turbine/Generator Full Power
10/05/01 0200 1149 100 Turbine/Generator Full Power
10/05/01 0300 1149 100 Turbine/Generator Full Power
10/05/01 0400 1149 100 Turbine/Generator Full Power
10/05/01 0500 1150 100 Turbine/Generator Full Power
10/05/01 0600 1150 100 Turbine/Generator Full Power
10/05/01 0700 1149 100 Turbine/Generator Full Power
10/05/01 0800 1150 100 Turbine/Generator Full Power
10/05/01 0900 1150 100 Turbine/Generator Full Power
10/05/01 1000 1149 100 Turbine/Generator Full Power
10/05/01 1100 1150 100 Turbine/Generator Full Power
10/05/01 1200 1149 100 Turbine/Generator Full Power
10/05/01 1300 1150 100 Turbine/Generator Full Power
10/05/01 1400 1150 100 Turbine/Generator Full Power
10/05/01 1500 1149 100 Turbine/Generator Full Power
10/05/01 1600 1149 100 Turbine/Generator Full Power
10/05/01 1700 1149 100 Turbine/Generator Full Power
10/05/01 1800 1149 100 Turbine/Generator Full Power
10/05/01 1900 1149 100 Turbine/Generator Full Power
10/05/01 2000 1149 100 Turbine/Generator Full Power
10/05/01 2100 1149 100 Turbine/Generator Full Power
10/05/01 2200 1149 100 Turbine/Generator Full Power
10/05/01 2300 1149 100 Turbine/Generator Full Power
10/05/01 2400 1149 100 Turbine/Generator Full Power
10/06/01 0100 1150 100 Turbine/Generator Full Power
10/06/01 0200 1148 100 Turbine/Generator Full Power
10/06/01 0300 1148 100 Turbine/Generator Full Power
10/06/01 0400 1148 100 Turbine/Generator Full Power
10/06/01 0500 1149 100 Turbine/Generator Full Power
10/06/01 0600 1149 100 Turbine/Generator Full Power
10/06/01 0700 1149 100 Turbine/Generator Full Power
10/06/01 0800 1149 100 Turbine/Generator Full Power
10/06/01 0900 1149 100 Turbine/Generator Full Power
10/06/01 1000 1150 100 Turbine/Generator Full Power
10/06/01 1100 1150 100 Turbine/Generator Full Power
10/06/01 1200 1148 100 Turbine/Generator Full Power
10/06/01 1300 1149 100 Turbine/Generator Full Power
10/06/01 1400 1149 100 Turbine/Generator Full Power



10/06/01 1500 1149 100 Turbine/Generator Full Power
10/06/01 1600 1149 100 Turbine/Generator Full Power
10/06/01 1700 1150 100 Turbine/Generator Full Power
10/06/01 1800 1149 100 Turbine/Generator Full Power
10/06/01 1900 1149 100 Turbine/Generator Full Power
10/06/01 2000 1148 100 Turbine/Generator Full Power
10/06/01 2100 1149 100 Turbine/Generator Full Power
10/06/01 2200 1149 100 Turbine/Generator Full Power
10/06/01 2300 1149 100 Turbine/Generator Full Power
10/06/01 2400 1149 100 Turbine/Generator Full Power
10/07/01 0100 1149 100 Turbine/Generator Full Power
10/07/01 0200 1149 100 Turbine/Generator Full Power
10/07/01 0300 1149 100 Turbine/Generator Full Power
10/07/01 0400 1151 100 Turbine/Generator Full Power
10/07/01 0500 1149 100 Turbine/Generator Full Power
10/07/01 0600 1149 100 Turbine/Generator Full Power
10/07/01 0700 1149 100 Turbine/Generator Full Power
10/07/01 0800 1149 100 Turbine/Generator Full Power
10/07/01 0900 1149 100 Turbine/Generator Full Power
10/07/01 1000 1149 100 Turbine/Generator Full Power
10/07/01 1100 1149 100 Turbine/Generator Full Power
10/07/01 1200 1149 100 Turbine/Generator Full Power
10/07/01 1300 1148 100 Turbine/Generator Full Power
10/07/01 1400 1148 100 Turbine/Generator Full Power
10/07/01 1500 1148 100 Turbine/Generator Full Power
10/07/01 1600 1148 100 Turbine/Generator Full Power
10/07/01 1700 1148 100 Turbine/Generator Full Power
10/07/01 1800 1148 100 Turbine/Generator Full Power
10/07/01 1900 1148 100 Turbine/Generator Full Power
10/07/01 2000 1148 100 Turbine/Generator Full Power
10/07/01 2100 1148 100 Turbine/Generator Full Power
10/07/01 2200 1149 100 Turbine/Generator Full Power
10/07/01 2300 1149 100 Turbine/Generator Full Power
10/07/01 2400 1149 100 Turbine/Generator Full Power
10/08/01 0100 1148 100 Turbine/Generator Full Power
10/08/01 0200 1148 100 Turbine/Generator Full Power
10/08/01 0300 1148 100 Turbine/Generator Full Power
10/08/01 0400 1148 100 Turbine/Generator Full Power
10/08/01 0500 1147 100 Turbine/Generator Full Power
10/08/01 0600 1150 100 Turbine/Generator Full Power
10/08/01 0700 1148 100 Turbine/Generator Full Power
10/08/01 0800 1148 100 Turbine/Generator Full Power
10/08/01 0900 1148 100 Turbine/Generator Full Power
10/08/01 1000 1148 100 Turbine/Generator Full Power
10/08/01 1100 1148 100 Turbine/Generator Full Power
10/08/01 1200 1148 100 Turbine/Generator Full Power
10/08/01 1300 1148 100 Turbine/Generator Full Power
10/08/01 1400 1148 100 Turbine/Generator Full Power
10/08/01 1500 1148 100 Turbine/Generator Full Power
10/08/01 1600 1148 100 Turbine/Generator Full Power
10/08/01 1700 1148 100 Turbine/Generator Full Power
10/08/01 1800 1148 100 Turbine/Generator Full Power
10/08/01 1900 1148 100 Turbine/Generator Full Power
10/08/01 2000 1148 100 Turbine/Generator Full Power



10/08/01 2100 1148 100 Turbine/Generator Full Power
10/08/01 2200 1148 100 Turbine/Generator Full Power
10/08/01 2300 1148 100 Turbine/Generator Full Power
10/08/01 2400 1149 100 Turbine/Generator Full Power
10/09/01 0100 1148 100 Turbine/Generator Full Power
10/09/01 0200 1149 100 Turbine/Generator Full Power
10/09/01 0300 1149 100 Turbine/Generator Full Power
10/09/01 0400 1149 100 Turbine/Generator Full Power
10/09/01 0500 1148 100 Turbine/Generator Full Power
10/09/01 0600 1148 100 Turbine/Generator Full Power
10/09/01 0700 1148 100 Turbine/Generator Full Power
10/09/01 0800 1149 100 Turbine/Generator Full Power
10/09/01 0900 1148 100 Turbine/Generator Full Power
10/09/01 1000 1148 100 Turbine/Generator Full Power
10/09/01 1100 1147 99.9 Turbine/Generator Full Power
10/09/01 1200 1147 99.9 Turbine/Generator Full Power
10/09/01 1300 1147 100 Turbine/Generator Full Power
10/09/01 1400 1147 100 Turbine/Generator Full Power
10/09/01 1500 1147 100 Turbine/Generator Full Power
10/09/01 1600 1147 100 Turbine/Generator Full Power
10/09/01 1700 1146 100 Turbine/Generator Full Power
10/09/01 1800 1148 100 Turbine/Generator Full Power
10/09/01 1900 1147 100 Turbine/Generator Full Power
10/09/01 2000 1147 100 Turbine/Generator Full Power
10/09/01 2100 1147 100 Turbine/Generator Full Power
10/09/01 2200 1148 100 Turbine/Generator Full Power
10/09/01 2300 1148 100 Turbine/Generator Full Power
10/09/01 2400 1148 100 Turbine/Generator Full Power
10/10/01 0100 1147 100 Turbine/Generator Full Power
10/10/01 0200 1147 100 Turbine/Generator Full Power
10/10/01 0300 1149 100 Turbine/Generator Full Power
10/10/01 0400 1149 100 Turbine/Generator Full Power
10/10/01 0500 1148 100 Turbine/Generator Full Power
10/10/01 0600 1147 100 Turbine/Generator Full Power
10/10/01 0700 1148 100 Turbine/Generator Full Power
10/10/01 0800 1148 100 Turbine/Generator Full Power
10/10/01 0900 1148 100 Turbine/Generator Full Power
10/10/01 1000 1148 100 Turbine/Generator Full Power
10/10/01 1100 1147 100 Turbine/Generator Full Power
10/10/01 1200 1147 100 Turbine/Generator Full Power
10/10/01 1300 1148 100 Turbine/Generator Full Power
10/10/01 1400 1147 100 Turbine/Generator Full Power
10/10/01 1500 1147 100 Turbine/Generator Full Power
10/10/01 1600 1148 99.9 Turbine/Generator Full Power
10/10/01 1700 1150 99.9 Turbine/Generator Full Power
10/10/01 1800 1149 99.9 Turbine/Generator Full Power
10/10/01 1900 1150 99.9 Turbine/Generator Full Power
10/10/01 2000 1149 100 Turbine/Generator Full Power
10/10/01 2100 1149 100 Turbine/Generator Full Power
10/10/01 2200 1149 100 Turbine/Generator Full Power
10/10/01 2300 1149 100 Turbine/Generator Full Power
10/10/01 2400 1150 100 Turbine/Generator Full Power
10/11/01 0100 1150 100 Turbine/Generator Full Power
10/11/01 0200 1149 100 Turbine/Generator Full Power



10/11/01 0300 1150 100 Turbine/Generator Full Power
10/11/01 0400 1150 100 Turbine/Generator Full Power
10/11/01 0500 1151 100 Turbine/Generator Full Power
10/11/01 0600 1150 100 Turbine/Generator Full Power
10/11/01 0700 1150 100 Turbine/Generator Full Power
10/11/01 0800 1150 100 Turbine/Generator Full Power
10/11/01 0900 1150 100 Turbine/Generator Full Power
10/11/01 1000 1151 99.9 Turbine/Generator Full Power
10/11/01 1100 1150 100 Turbine/Generator Full Power
10/11/01 1200 1150 99.9 Turbine/Generator Full Power
10/11/01 1300 1150 100 Turbine/Generator Full Power
10/11/01 1400 1150 100 Turbine/Generator Full Power
10/11/01 1500 1150 100 Turbine/Generator Full Power
10/11/01 1600 1151 100 Turbine/Generator Full Power
10/11/01 1700 1151 100 Turbine/Generator Full Power
10/11/01 1800 1151 100 Turbine/Generator Full Power
10/11/01 1900 1151 100 Turbine/Generator Full Power
10/11/01 2000 1151 100 Turbine/Generator Full Power
10/11/01 2100 1151 100 Turbine/Generator Full Power
10/11/01 2200 1152 100 Turbine/Generator Full Power
10/11/01 2300 1152 100 Turbine/Generator Full Power
10/11/01 2400 1152 100 Turbine/Generator Full Power
10/12/01 0100 1151 100 Turbine/Generator Full Power
10/12/01 0200 1152 100 Turbine/Generator Full Power
10/12/01 0300 1152 100 Turbine/Generator Full Power
10/12/01 0400 1151 100 Turbine/Generator Full Power
10/12/01 0500 1151 100 Turbine/Generator Full Power
10/12/01 0600 1151 100 Turbine/Generator Full Power
10/12/01 0700 1151 100 Turbine/Generator Full Power
10/12/01 0800 1152 100 Turbine/Generator Full Power
10/12/01 0900 1152 100 Turbine/Generator Full Power
10/12/01 1000 1152 100 Turbine/Generator Full Power
10/12/01 1100 1152 100 Turbine/Generator Full Power
10/12/01 1200 1153 100 Turbine/Generator Full Power
10/12/01 1300 1152 100 Turbine/Generator Full Power
10/12/01 1400 1151 100 Turbine/Generator Full Power
10/12/01 1500 1152 100 Turbine/Generator Full Power
10/12/01 1600 1151 100 Turbine/Generator Full Power
10/12/01 1700 1151 100 Turbine/Generator Full Power
10/12/01 1800 1152 100 Turbine/Generator Full Power
10/12/01 1900 1152 100 Turbine/Generator Full Power
10/12/01 2000 1151 100 Turbine/Generator Full Power
10/12/01 2100 1151 100 Turbine/Generator Full Power
10/12/01 2200 1151 100 Turbine/Generator Full Power
10/12/01 2300 1151 100 Turbine/Generator Full Power
10/12/01 2400 1151 100 Turbine/Generator Full Power
10/13/01 0100 1151 100 Turbine/Generator Full Power
10/13/01 0200 1151 100 Turbine/Generator Full Power
10/13/01 0300 1150 100 Turbine/Generator Full Power
10/13/01 0400 1150 100 Turbine/Generator Full Power
10/13/01 0500 1150 100 Turbine/Generator Full Power
10/13/01 0600 1150 100 Turbine/Generator Full Power
10/13/01 0700 1151 100 Turbine/Generator Full Power
10/13/01 0800 1151 100 Turbine/Generator Full Power



10/13/01 0900 1151 100 Turbine/Generator Full Power
10/13/01 1000 1151 100 Turbine/Generator Full Power
10/13/01 1100 1151 100 Turbine/Generator Full Power
10/13/01 1200 1152 100 Turbine/Generator Full Power
10/13/01 1300 1152 100 Turbine/Generator Full Power
10/13/01 1400 1150 100 Turbine/Generator Full Power
10/13/01 1500 1150 100 Turbine/Generator Full Power
10/13/01 1600 1150 100 Turbine/Generator Full Power
10/13/01 1700 1149 100 Turbine/Generator Full Power
10/13/01 1800 1149 100 Turbine/Generator Full Power
10/13/01 1900 1151 100 Turbine/Generator Full Power
10/13/01 2000 1149 100 Turbine/Generator Full Power
10/13/01 2100 1150 100 Turbine/Generator Full Power
10/13/01 2200 1150 100 Turbine/Generator Full Power
10/13/01 2300 1150 100 Turbine/Generator Full Power
10/13/01 2400 1150 100 Turbine/Generator Full Power
10/14/01 0100 1150 100 Turbine/Generator Full Power
10/14/01 0200 1150 100 Turbine/Generator Full Power
10/14/01 0300 1150 100 Turbine/Generator Full Power
10/14/01 0400 1150 100 Turbine/Generator Full Power
10/14/01 0500 1151 100 Turbine/Generator Full Power
10/14/01 0600 1151 100 Turbine/Generator Full Power
10/14/01 0700 1151 100 Turbine/Generator Full Power
10/14/01 0800 1152 100 Turbine/Generator Full Power
10/14/01 0900 1153 100 Turbine/Generator Full Power
10/14/01 1000 1152 100 Turbine/Generator Full Power
10/14/01 1100 1152 100 Turbine/Generator Full Power
10/14/01 1200 1151 100 Turbine/Generator Full Power
10/14/01 1300 1151 100 Turbine/Generator Full Power
10/14/01 1400 1151 100 Turbine/Generator Full Power
10/14/01 1500 1150 100 Turbine/Generator Full Power
10/14/01 1600 1149 100 Turbine/Generator Full Power
10/14/01 1700 1150 100 Turbine/Generator Full Power
10/14/01 1800 1150 100 Turbine/Generator Full Power
10/14/01 1900 1151 100 Turbine/Generator Full Power
10/14/01 2000 1149 100 Turbine/Generator Full Power
10/14/01 2100 1149 100 Turbine/Generator Full Power
10/14/01 2200 1150 100 Turbine/Generator Full Power
10/14/01 2300 1150 100 Turbine/Generator Full Power
10/14/01 2400 1150 100 Turbine/Generator Full Power
10/15/01 0100 1149 100 Turbine/Generator Full Power
10/15/01 0200 1150 100 Turbine/Generator Full Power
10/15/01 0300 1149 100 Turbine/Generator Full Power
10/15/01 0400 1150 100 Turbine/Generator Full Power
10/15/01 0500 1150 100 Turbine/Generator Full Power
10/15/01 0600 1151 100 Turbine/Generator Full Power
10/15/01 0700 1151 100 Turbine/Generator Full Power
10/15/01 0800 1151 100 Turbine/Generator Full Power
10/15/01 0900 1150 100 Turbine/Generator Full Power
10/15/01 1000 1150 100 Turbine/Generator Full Power
10/15/01 1100 1149 100 Turbine/Generator Full Power
10/15/01 1200 1149 100 Turbine/Generator Full Power
10/15/01 1300 1149 100 Turbine/Generator Full Power
10/15/01 1400 1149 100 Turbine/Generator Full Power



10/15/01 1500 1148 100 Turbine/Generator Full Power
10/15/01 1600 1150 100 Turbine/Generator Full Power
10/15/01 1700 1149 100 Turbine/Generator Full Power
10/15/01 1800 1149 100 Turbine/Generator Full Power
10/15/01 1900 1149 100 Turbine/Generator Full Power
10/15/01 2000 1149 100 Turbine/Generator Full Power
10/15/01 2100 1150 100 Turbine/Generator Full Power
10/15/01 2200 1150 100 Turbine/Generator Full Power
10/15/01 2300 1149 100 Turbine/Generator Full Power
10/15/01 2400 1150 100 Turbine/Generator Full Power
10/16/01 0100 1149 100 Turbine/Generator Full Power
10/16/01 0200 1150 100 Turbine/Generator Full Power
10/16/01 0300 1150 100 Turbine/Generator Full Power
10/16/01 0400 1150 100 Turbine/Generator Full Power
10/16/01 0500 1150 100 Turbine/Generator Full Power
10/16/01 0600 1150 100 Turbine/Generator Full Power
10/16/01 0700 1150 100 Turbine/Generator Full Power
10/16/01 0800 1151 100 Turbine/Generator Full Power
10/16/01 0900 1151 100 Turbine/Generator Full Power
10/16/01 1000 1150 100 Turbine/Generator Full Power
10/16/01 1100 1150 100 Turbine/Generator Full Power
10/16/01 1200 1150 100 Turbine/Generator Full Power
10/16/01 1300 1149 100 Turbine/Generator Full Power
10/16/01 1400 1150 100 Turbine/Generator Full Power
10/16/01 1500 1149 100 Turbine/Generator Full Power
10/16/01 1600 1149 100 Turbine/Generator Full Power
10/16/01 1700 1149 100 Turbine/Generator Full Power
10/16/01 1800 1150 100 Turbine/Generator Full Power
10/16/01 1900 1150 100 Turbine/Generator Full Power
10/16/01 2000 1149 100 Turbine/Generator Full Power
10/16/01 2100 1150 100 Turbine/Generator Full Power
10/16/01 2200 1147 99.8 Turbine/Generator Full Power
10/16/01 2300 1147 99.8 Turbine/Generator Full Power
10/16/01 2400 1148 99.8 Turbine/Generator Full Power
10/17/01 0100 1150 100 Turbine/Generator Full Power
10/17/01 0200 1151 100.1 Turbine/Generator Full Power
10/17/01 0300 1152 100 Turbine/Generator Full Power
10/17/01 0400 1150 100 Turbine/Generator Full Power
10/17/01 0500 1150 100 Turbine/Generator Full Power
10/17/01 0600 1150 99.9 Turbine/Generator Full Power
10/17/01 0700 1150 99.9 Turbine/Generator Full Power
10/17/01 0800 1150 99.9 Turbine/Generator Full Power
10/17/01 0900 1151 100 Turbine/Generator Full Power
10/17/01 1000 1150 100 Turbine/Generator Full Power
10/17/01 1100 1150 100 Turbine/Generator Full Power
10/17/01 1200 1150 100 Turbine/Generator Full Power
10/17/01 1300 1150 99.9 Turbine/Generator Full Power
10/17/01 1400 1150 100 Turbine/Generator Full Power
10/17/01 1500 1150 100 Turbine/Generator Full Power
10/17/01 1600 1151 100 Turbine/Generator Full Power
10/17/01 1700 1151 100 Turbine/Generator Full Power
10/17/01 1800 1150 100 Turbine/Generator Full Power
10/17/01 1900 1151 100 Turbine/Generator Full Power
10/17/01 2000 1151 100 Turbine/Generator Full Power



10/17/01 2100 1151 100 Turbine/Generator Full Power
10/17/01 2200 1151 100 Turbine/Generator Full Power
10/17/01 2300 1151 100 Turbine/Generator Full Power
10/17/01 2400 1151 100 Turbine/Generator Full Power
10/18/01 0100 1151 100 Turbine/Generator Full Power
10/18/01 0200 1151 100 Turbine/Generator Full Power
10/18/01 0300 1151 100 Turbine/Generator Full Power
10/18/01 0400 1151 100 Turbine/Generator Full Power
10/18/01 0500 1151 100 Turbine/Generator Full Power
10/18/01 0600 1151 100 Turbine/Generator Full Power
10/18/01 0700 1150 100 Turbine/Generator Full Power
10/18/01 0800 1151 100 Turbine/Generator Full Power
10/18/01 0900 1151 100 Turbine/Generator Full Power
10/18/01 1000 1151 100 Turbine/Generator Full Power
10/18/01 1100 1150 100 Turbine/Generator Full Power
10/18/01 1200 1150 100 Turbine/Generator Full Power
10/18/01 1300 1150 100 Turbine/Generator Full Power
10/18/01 1400 1150 100 Turbine/Generator Full Power
10/18/01 1500 1150 100 Turbine/Generator Full Power
10/18/01 1600 1149 100 Turbine/Generator Full Power
10/18/01 1700 1150 100 Turbine/Generator Full Power
10/18/01 1800 1151 100 Turbine/Generator Full Power
10/18/01 1900 1150 100 Turbine/Generator Full Power
10/18/01 2000 1149 100 Turbine/Generator Full Power
10/18/01 2100 1151 100 Turbine/Generator Full Power
10/18/01 2200 1151 100 Turbine/Generator Full Power
10/18/01 2300 1151 100 Turbine/Generator Full Power
10/18/01 2400 1151 100 Turbine/Generator Full Power
10/19/01 0100 1150 99.9 Turbine/Generator Full Power
10/19/01 0200 1151 100 Turbine/Generator Full Power
10/19/01 0300 1150 100 Turbine/Generator Full Power
10/19/01 0400 1151 100 Turbine/Generator Full Power
10/19/01 0500 1151 100 Turbine/Generator Full Power
10/19/01 0600 1151 100 Turbine/Generator Full Power
10/19/01 0700 1151 100 Turbine/Generator Full Power
10/19/01 0800 1150 100 Turbine/Generator Full Power
10/19/01 0900 1151 100 Turbine/Generator Full Power
10/19/01 1000 1151 100 Turbine/Generator Full Power
10/19/01 1100 1151 100 Turbine/Generator Full Power
10/19/01 1200 1151 100 Turbine/Generator Full Power
10/19/01 1300 1151 100 Turbine/Generator Full Power
10/19/01 1400 1151 100 Turbine/Generator Full Power
10/19/01 1500 1151 100 Turbine/Generator Full Power
10/19/01 1600 1150 100 Turbine/Generator Full Power
10/19/01 1700 1150 100 Turbine/Generator Full Power
10/19/01 1800 1150 100 Turbine/Generator Full Power
10/19/01 1900 1150 100 Turbine/Generator Full Power
10/19/01 2000 1150 100 Turbine/Generator Full Power
10/19/01 2100 1150 100 Turbine/Generator Full Power
10/19/01 2200 1150 100 Turbine/Generator Full Power
10/19/01 2300 1150 100 Turbine/Generator Full Power
10/19/01 2400 1150 100 Turbine/Generator Full Power
10/20/01 0100 1150 100 Turbine/Generator Full Power
10/20/01 0200 1151 100 Turbine/Generator Full Power



10/20/01 0300 1150 100 Turbine/Generator Full Power
10/20/01 0400 1150 100 Turbine/Generator Full Power
10/20/01 0500 1150 100 Turbine/Generator Full Power
10/20/01 0600 1150 100 Turbine/Generator Full Power
10/20/01 0700 1150 100 Turbine/Generator Full Power
10/20/01 0800 1150 100 Turbine/Generator Full Power
10/20/01 0900 1150 100 Turbine/Generator Full Power
10/20/01 1000 1151 100 Turbine/Generator Full Power
10/20/01 1100 1150 100 Turbine/Generator Full Power
10/20/01 1200 1150 100 Turbine/Generator Full Power
10/20/01 1300 1150 100 Turbine/Generator Full Power
10/20/01 1400 1150 100 Turbine/Generator Full Power
10/20/01 1500 1150 100 Turbine/Generator Full Power
10/20/01 1600 1149 100 Turbine/Generator Full Power
10/20/01 1700 1149 100 Turbine/Generator Full Power
10/20/01 1800 1149 100 Turbine/Generator Full Power
10/20/01 1900 1149 100 Turbine/Generator Full Power
10/20/01 2000 1150 100 Turbine/Generator Full Power
10/20/01 2100 1150 100 Turbine/Generator Full Power
10/20/01 2200 1151 100 Turbine/Generator Full Power
10/20/01 2300 1150 100 Turbine/Generator Full Power
10/20/01 2400 1150 100 Turbine/Generator Full Power
10/21/01 0100 1151 100 Turbine/Generator Full Power
10/21/01 0200 1151 99.9 Turbine/Generator Full Power
10/21/01 0300 1150 100 Turbine/Generator Full Power
10/21/01 0400 1151 100 Turbine/Generator Full Power
10/21/01 0500 1151 100 Turbine/Generator Full Power
10/21/01 0600 1151 100 Turbine/Generator Full Power
10/21/01 0700 1151 100 Turbine/Generator Full Power
10/21/01 0800 1151 100 Turbine/Generator Full Power
10/21/01 0900 1151 100 Turbine/Generator Full Power
10/21/01 1000 1151 100 Turbine/Generator Full Power
10/21/01 1100 1150 100 Turbine/Generator Full Power
10/21/01 1200 1150 100 Turbine/Generator Full Power
10/21/01 1300 1150 99.9 Turbine/Generator Full Power
10/21/01 1400 1150 100 Turbine/Generator Full Power
10/21/01 1500 1150 100 Turbine/Generator Full Power
10/21/01 1600 1151 100 Turbine/Generator Full Power
10/21/01 1700 1150 100 Turbine/Generator Full Power
10/21/01 1800 1151 100 Turbine/Generator Full Power
10/21/01 1900 1151 100 Turbine/Generator Full Power
10/21/01 2000 1152 100 Turbine/Generator Full Power
10/21/01 2100 1151 100 Turbine/Generator Full Power
10/21/01 2200 1151 100 Turbine/Generator Full Power
10/21/01 2300 1151 100 Turbine/Generator Full Power
10/21/01 2400 1152 100 Turbine/Generator Full Power
10/22/01 0100 1151 100 Turbine/Generator Full Power
10/22/01 0200 1151 100 Turbine/Generator Full Power
10/22/01 0300 1151 100 Turbine/Generator Full Power
10/22/01 0400 1151 100 Turbine/Generator Full Power
10/22/01 0500 1151 100 Turbine/Generator Full Power
10/22/01 0600 1151 100 Turbine/Generator Full Power
10/22/01 0700 1151 100 Turbine/Generator Full Power
10/22/01 0800 1152 100 Turbine/Generator Full Power



10/22/01 0900 1152 100 Turbine/Generator Full Power
10/22/01 1000 1152 100 Turbine/Generator Full Power
10/22/01 1100 1152 100 Turbine/Generator Full Power
10/22/01 1200 1151 100 Turbine/Generator Full Power
10/22/01 1300 1152 100 Turbine/Generator Full Power
10/22/01 1400 1151 100 Turbine/Generator Full Power
10/22/01 1500 1152 100 Turbine/Generator Full Power
10/22/01 1600 1151 100 Turbine/Generator Full Power
10/22/01 1700 1152 100 Turbine/Generator Full Power
10/22/01 1800 1152 100 Turbine/Generator Full Power
10/22/01 1900 1152 100 Turbine/Generator Full Power
10/22/01 2000 1151 100 Turbine/Generator Full Power
10/22/01 2100 1152 100 Turbine/Generator Full Power
10/22/01 2200 1151 100 Turbine/Generator Full Power
10/22/01 2300 1151 100 Turbine/Generator Full Power
10/22/01 2400 1151 100 Turbine/Generator Full Power
10/23/01 0100 1152 100 Turbine/Generator Full Power
10/23/01 0200 1152 100 Turbine/Generator Full Power
10/23/01 0300 1152 100 Turbine/Generator Full Power
10/23/01 0400 1151 100 Turbine/Generator Full Power
10/23/01 0500 1152 100 Turbine/Generator Full Power
10/23/01 0600 1152 100 Turbine/Generator Full Power
10/23/01 0700 1152 100 Turbine/Generator Full Power
10/23/01 0800 1153 100 Turbine/Generator Full Power
10/23/01 0900 1151 100 Turbine/Generator Full Power
10/23/01 1000 1152 100 Turbine/Generator Full Power
10/23/01 1100 1151 100 Turbine/Generator Full Power
10/23/01 1200 1151 100 Turbine/Generator Full Power
10/23/01 1300 1151 100 Turbine/Generator Full Power
10/23/01 1400 1152 100 Turbine/Generator Full Power
10/23/01 1500 1152 100 Turbine/Generator Full Power
10/23/01 1600 1153 100 Turbine/Generator Full Power
10/23/01 1700 1152 100 Turbine/Generator Full Power
10/23/01 1800 1151 100 Turbine/Generator Full Power
10/23/01 1900 1152 100 Turbine/Generator Full Power
10/23/01 2000 1153 100 Turbine/Generator Full Power
10/23/01 2100 1153 100 Turbine/Generator Full Power
10/23/01 2200 1153 100 Turbine/Generator Full Power
10/23/01 2300 1153 100 Turbine/Generator Full Power
10/23/01 2400 1152 100 Turbine/Generator Full Power
10/24/01 0100 1153 100 Turbine/Generator Full Power
10/24/01 0200 1153 100 Turbine/Generator Full Power
10/24/01 0300 1153 100 Turbine/Generator Full Power
10/24/01 0400 1153 100 Turbine/Generator Full Power
10/24/01 0500 1153 100 Turbine/Generator Full Power
10/24/01 0600 1153 100 Turbine/Generator Full Power
10/24/01 0700 1153 100 Turbine/Generator Full Power
10/24/01 0800 1152 100 Turbine/Generator Full Power
10/24/01 0900 1152 100 Turbine/Generator Full Power
10/24/01 1000 1153 100 Turbine/Generator Full Power
10/24/01 1100 1152 100 Turbine/Generator Full Power
10/24/01 1200 1152 100 Turbine/Generator Full Power
10/24/01 1300 1152 100 Turbine/Generator Full Power
10/24/01 1400 1152 100 Turbine/Generator Full Power



10/24/01 1500 1151 100 Turbine/Generator Full Power
10/24/01 1600 1151 100 Turbine/Generator Full Power
10/24/01 1700 1151 100 Turbine/Generator Full Power
10/24/01 1800 1153 100 Turbine/Generator Full Power
10/24/01 1900 1151 100 Turbine/Generator Full Power
10/24/01 2000 1153 100 Turbine/Generator Full Power
10/24/01 2100 1152 100 Turbine/Generator Full Power
10/24/01 2200 1151 100 Turbine/Generator Full Power
10/24/01 2300 1151 100 Turbine/Generator Full Power
10/24/01 2400 1151 100 Turbine/Generator Full Power
10/25/01 0100 1151 100 Turbine/Generator Full Power
10/25/01 0200 1151 100 Turbine/Generator Full Power
10/25/01 0300 1151 100 Turbine/Generator Full Power
10/25/01 0400 1151 99.9 Turbine/Generator Full Power
10/25/01 0500 1151 100 Turbine/Generator Full Power
10/25/01 0600 1151 100 Turbine/Generator Full Power
10/25/01 0700 1151 100 Turbine/Generator Full Power
10/25/01 0800 1151 100 Turbine/Generator Full Power
10/25/01 0900 1151 100 Turbine/Generator Full Power
10/25/01 1000 1152 100 Turbine/Generator Full Power
10/25/01 1100 1152 100 Turbine/Generator Full Power
10/25/01 1200 1151 100 Turbine/Generator Full Power
10/25/01 1300 1150 100 Turbine/Generator Full Power
10/25/01 1400 1151 100 Turbine/Generator Full Power
10/25/01 1500 1151 100 Turbine/Generator Full Power
10/25/01 1600 1151 100 Turbine/Generator Full Power
10/25/01 1700 1150 100 Turbine/Generator Full Power
10/25/01 1800 1150 100 Turbine/Generator Full Power
10/25/01 1900 1151 100 Turbine/Generator Full Power
10/25/01 2000 1151 100 Turbine/Generator Full Power
10/25/01 2100 1151 100 Turbine/Generator Full Power
10/25/01 2200 1151 100 Turbine/Generator Full Power
10/25/01 2300 1150 100 Turbine/Generator Full Power
10/25/01 2400 1150 100 Turbine/Generator Full Power
10/26/01 0100 1150 100 Turbine/Generator Full Power
10/26/01 0200 1150 100 Turbine/Generator Full Power
10/26/01 0300 1150 100 Turbine/Generator Full Power
10/26/01 0400 1150 99.9 Turbine/Generator Full Power
10/26/01 0500 1150 99.9 Turbine/Generator Full Power
10/26/01 0600 1150 99.9 Turbine/Generator Full Power
10/26/01 0700 1150 99.9 Turbine/Generator Full Power
10/26/01 0800 1150 99.9 Turbine/Generator Full Power
10/26/01 0900 1150 99.9 Turbine/Generator Full Power
10/26/01 1000 1150 99.9 Turbine/Generator Full Power
10/26/01 1100 1150 99.9 Turbine/Generator Full Power
10/26/01 1200 1150 99.9 Turbine/Generator Full Power
10/26/01 1300 1150 99.9 Turbine/Generator Full Power
10/26/01 1400 1150 99.9 Turbine/Generator Full Power
10/26/01 1500 1150 99.9 Turbine/Generator Full Power
10/26/01 1600 1150 99.9 Turbine/Generator Full Power
10/26/01 1700 1150 99.9 Turbine/Generator Full Power
10/26/01 1800 1150 99.9 Turbine/Generator Full Power
10/26/01 1900 1150 100 Turbine/Generator Full Power
10/26/01 2000 1150 99.9 Turbine/Generator Full Power



10/26/01 2100 1150 99.8 Turbine/Generator Full Power
10/26/01 2200 1149 99.9 Turbine/Generator Full Power
10/26/01 2300 1149 99.9 Turbine/Generator Full Power
10/26/01 2400 1150 99.9 Turbine/Generator Full Power
10/27/01 0100 1150 99.9 Turbine/Generator Full Power
10/27/01 0200 1150 100 Turbine/Generator Full Power
10/27/01 0300 1150 100 Turbine/Generator Full Power
10/27/01 0400 1151 100 Turbine/Generator Full Power
10/27/01 0500 1151 100 Turbine/Generator Full Power
10/27/01 0600 1151 100 Turbine/Generator Full Power
10/27/01 0700 1151 100 Turbine/Generator Full Power
10/27/01 0800 1151 100 Turbine/Generator Full Power
10/27/01 0900 1151 100 Turbine/Generator Full Power
10/27/01 1000 1150 100 Turbine/Generator Full Power
10/27/01 1100 1150 100 Turbine/Generator Full Power
10/27/01 1200 1150 100 Turbine/Generator Full Power
10/27/01 1300 1150 100 Turbine/Generator Full Power
10/27/01 1400 1150 100 Turbine/Generator Full Power
10/27/01 1500 1150 100 Turbine/Generator Full Power
10/27/01 1600 1150 100 Turbine/Generator Full Power
10/27/01 1700 1151 100 Turbine/Generator Full Power
10/27/01 1800 1150 100 Turbine/Generator Full Power
10/27/01 1900 1150 100 Turbine/Generator Full Power
10/27/01 2000 1150 100 Turbine/Generator Full Power
10/27/01 2100 1150 99.9 Turbine/Generator Full Power
10/27/01 2200 1149 99.9 Turbine/Generator Full Power
10/27/01 2300 1149 99.9 Turbine/Generator Full Power
10/27/01 2400 1149 99.9 Turbine/Generator Full Power
10/28/01 0100 1149 99.9 Turbine/Generator Full Power
10/28/01 0200 1150 100 Turbine/Generator Full Power
10/28/01 0300 1150 100 Turbine/Generator Full Power
10/28/01 0400 1150 100 Turbine/Generator Full Power
10/28/01 0500 1150 100 Turbine/Generator Full Power
10/28/01 0600 1150 100 Turbine/Generator Full Power
10/28/01 0700 1150 100 Turbine/Generator Full Power
10/28/01 0800 1150 100 Turbine/Generator Full Power
10/28/01 0900 1149 100 Turbine/Generator Full Power
10/28/01 1000 1150 100 Turbine/Generator Full Power
10/28/01 1100 1150 100 Turbine/Generator Full Power
10/28/01 1200 1149 100 Turbine/Generator Full Power
10/28/01 1300 1149 100 Turbine/Generator Full Power
10/28/01 1400 1149 100 Turbine/Generator Full Power
10/28/01 1500 1149 100 Turbine/Generator Full Power
10/28/01 1600 1149 100 Turbine/Generator Full Power
10/28/01 1700 1149 100 Turbine/Generator Full Power
10/28/01 1800 1150 99.9 Turbine/Generator Full Power
10/28/01 1900 1150 100 Turbine/Generator Full Power
10/28/01 2000 1150 99.9 Turbine/Generator Full Power
10/28/01 2100 1149 100 Turbine/Generator Full Power
10/28/01 2200 1149 100 Turbine/Generator Full Power
10/28/01 2300 1149 100 Turbine/Generator Full Power
10/28/01 2400 1149 99.9 Turbine/Generator Full Power
10/29/01 0100 1149 100 Turbine/Generator Full Power
10/29/01 0200 1149 100 Turbine/Generator Full Power



10/29/01 0300 1149 100 Turbine/Generator Full Power
10/29/01 0400 1149 100 Turbine/Generator Full Power
10/29/01 0500 1150 100 Turbine/Generator Full Power
10/29/01 0600 1149 100 Turbine/Generator Full Power
10/29/01 0700 1149 100 Turbine/Generator Full Power
10/29/01 0800 1148 100 Turbine/Generator Full Power
10/29/01 0900 1149 100 Turbine/Generator Full Power
10/29/01 1000 1148 100 Turbine/Generator Full Power
10/29/01 1100 1148 100 Turbine/Generator Full Power
10/29/01 1200 1148 100 Turbine/Generator Full Power
10/29/01 1300 1148 100 Turbine/Generator Full Power
10/29/01 1400 1148 100 Turbine/Generator Full Power
10/29/01 1500 1148 100 Turbine/Generator Full Power
10/29/01 1600 1149 100 Turbine/Generator Full Power
10/29/01 1700 1149 100 Turbine/Generator Full Power
10/29/01 1800 1149 100 Turbine/Generator Full Power
10/29/01 1900 1149 100 Turbine/Generator Full Power
10/29/01 2000 1149 99.9 Turbine/Generator Full Power
10/29/01 2100 1149 99.9 Turbine/Generator Full Power
10/29/01 2200 1149 100 Turbine/Generator Full Power
10/29/01 2300 1149 99.9 Turbine/Generator Full Power
10/29/01 2400 1149 99.9 Turbine/Generator Full Power
10/30/01 0100 1149 99.9 Turbine/Generator Full Power
10/30/01 0200 1149 100 Turbine/Generator Full Power
10/30/01 0300 1149 100.1 Turbine/Generator Full Power
10/30/01 0400 1149 99.9 Turbine/Generator Full Power
10/30/01 0500 1149 99.9 Turbine/Generator Full Power
10/30/01 0600 1150 99.9 Turbine/Generator Full Power
10/30/01 0700 1150 99.9 Turbine/Generator Full Power
10/30/01 0800 1149 99.9 Turbine/Generator Full Power
10/30/01 0900 1150 100 Turbine/Generator Full Power
10/30/01 1000 1149 100 Turbine/Generator Full Power
10/30/01 1100 1149 100 Turbine/Generator Full Power
10/30/01 1200 1149 99.9 Turbine/Generator Full Power
10/30/01 1300 1148 100 Turbine/Generator Full Power
10/30/01 1400 1149 100 Turbine/Generator Full Power
10/30/01 1500 1148 99.9 Turbine/Generator Full Power
10/30/01 1600 1148 99.9 Turbine/Generator Full Power
10/30/01 1700 1148 100 Turbine/Generator Full Power
10/30/01 1800 1148 99.9 Turbine/Generator Full Power
10/30/01 1900 1148 99.9 Turbine/Generator Full Power
10/30/01 2000 1148 99.9 Turbine/Generator Full Power
10/30/01 2100 1148 100 Turbine/Generator Full Power
10/30/01 2200 1148 99.9 Turbine/Generator Full Power
10/30/01 2300 1148 99.9 Turbine/Generator Full Power
10/30/01 2400 1148 99.9 Turbine/Generator Full Power
10/31/01 0100 1148 99.9 Turbine/Generator Full Power
10/31/01 0200 1148 99.9 Turbine/Generator Full Power
10/31/01 0300 1148 99.9 Turbine/Generator Full Power
10/31/01 0400 1148 99.9 Turbine/Generator Full Power
10/31/01 0500 1148 99.9 Turbine/Generator Full Power
10/31/01 0600 1148 99.9 Turbine/Generator Full Power
10/31/01 0700 1148 100 Turbine/Generator Full Power
10/31/01 0800 1148 100 Turbine/Generator Full Power



10/31/01 0900 1149 100 Turbine/Generator Full Power
10/31/01 1000 1149 100 Turbine/Generator Full Power
10/31/01 1100 1149 100 Turbine/Generator Full Power
10/31/01 1200 1149 99.9 Turbine/Generator Full Power
10/31/01 1300 1148 99.9 Turbine/Generator Full Power
10/31/01 1400 1148 99.9 Turbine/Generator Full Power
10/31/01 1500 1148 99.9 Turbine/Generator Full Power
10/31/01 1600 1148 99.9 Turbine/Generator Full Power
10/31/01 1700 1148 100 Turbine/Generator Full Power
10/31/01 1800 1148 99.9 Turbine/Generator Full Power
10/31/01 1900 1149 100 Turbine/Generator Full Power
10/31/01 2000 1149 100 Turbine/Generator Full Power
10/31/01 2100 1149 100 Turbine/Generator Full Power
10/31/01 2200 1149 100 Turbine/Generator Full Power
10/31/01 2300 1148 100 Turbine/Generator Full Power
10/31/01 2400 1148 100 Turbine/Generator Full Power
11/01/01 0100 1148 100 Turbine/Generator Full Power
11/01/01 0200 1149 100 Turbine/Generator Full Power
11/01/01 0300 1148 100 Turbine/Generator Full Power
11/01/01 0400 1149 100 Turbine/Generator Full Power
11/01/01 0500 1150 100 Turbine/Generator Full Power
11/01/01 0600 1150 100 Turbine/Generator Full Power
11/01/01 0700 1150 100 Turbine/Generator Full Power
11/01/01 0800 1150 100 Turbine/Generator Full Power
11/01/01 0900 1150 100 Turbine/Generator Full Power
11/01/01 1000 1149 100 Turbine/Generator Full Power
11/01/01 1100 1149 99.9 Turbine/Generator Full Power
11/01/01 1200 1149 100 Turbine/Generator Full Power
11/01/01 1300 1148 99.9 Turbine/Generator Full Power
11/01/01 1400 1148 100 Turbine/Generator Full Power
11/01/01 1500 1148 100 Turbine/Generator Full Power
11/01/01 1600 1148 100 Turbine/Generator Full Power
11/01/01 1700 1148 99.9 Turbine/Generator Full Power
11/01/01 1800 1149 99.9 Turbine/Generator Full Power
11/01/01 1900 1149 100 Turbine/Generator Full Power
11/01/01 2000 1148 100 Turbine/Generator Full Power
11/01/01 2100 1148 100 Turbine/Generator Full Power
11/01/01 2200 1148 100 Turbine/Generator Full Power
11/01/01 2300 1148 100 Turbine/Generator Full Power
11/01/01 2400 1148 100 Turbine/Generator Full Power
11/02/01 0100 1148 100 Turbine/Generator Full Power
11/02/01 0200 1148 100 Turbine/Generator Full Power
11/02/01 0300 1148 100 Turbine/Generator Full Power
11/02/01 0400 1148 100 Turbine/Generator Full Power
11/02/01 0500 1148 100 Turbine/Generator Full Power
11/02/01 0600 1148 100 Turbine/Generator Full Power
11/02/01 0700 1148 99.9 Turbine/Generator Full Power
11/02/01 0800 1149 99.9 Turbine/Generator Full Power
11/02/01 0900 1149 100 Turbine/Generator Full Power
11/02/01 1000 1148 100 Turbine/Generator Full Power
11/02/01 1100 1148 99.9 Turbine/Generator Full Power
11/02/01 1200 1148 100 Turbine/Generator Full Power
11/02/01 1300 1148 100 Turbine/Generator Full Power
11/02/01 1400 1147 100 Turbine/Generator Full Power



11/02/01 1500 1147 100 Turbine/Generator Full Power
11/02/01 1600 1147 99.9 Turbine/Generator Full Power
11/02/01 1700 1148 99.9 Turbine/Generator Full Power
11/02/01 1800 1148 99.9 Turbine/Generator Full Power
11/02/01 1900 1148 99.9 Turbine/Generator Full Power
11/02/01 2000 1148 99.9 Turbine/Generator Full Power
11/02/01 2100 1147 99.9 Turbine/Generator Full Power
11/02/01 2200 1147 99.9 Turbine/Generator Full Power
11/02/01 2300 1147 100 Turbine/Generator Full Power
11/02/01 2400 1148 99.9 Turbine/Generator Full Power
11/03/01 0100 1147 100 Turbine/Generator Full Power
11/03/01 0200 1147 100 Turbine/Generator Full Power
11/03/01 0300 1148 100 Turbine/Generator Full Power
11/03/01 0400 1148 100 Turbine/Generator Full Power
11/03/01 0500 1148 100 Turbine/Generator Full Power
11/03/01 0600 1148 100 Turbine/Generator Full Power
11/03/01 0700 1149 100 Turbine/Generator Full Power
11/03/01 0800 1149 100 Turbine/Generator Full Power
11/03/01 0900 1149 100 Turbine/Generator Full Power
11/03/01 1000 1149 100 Turbine/Generator Full Power
11/03/01 1100 1149 100 Turbine/Generator Full Power
11/03/01 1200 1149 100 Turbine/Generator Full Power
11/03/01 1300 1149 99.9 Turbine/Generator Full Power
11/03/01 1400 1149 100 Turbine/Generator Full Power
11/03/01 1500 1149 100 Turbine/Generator Full Power
11/03/01 1600 1149 100 Turbine/Generator Full Power
11/03/01 1700 1149 100 Turbine/Generator Full Power
11/03/01 1800 1149 100 Turbine/Generator Full Power
11/03/01 1900 1148 99.9 Turbine/Generator Full Power
11/03/01 2000 1149 100 Turbine/Generator Full Power
11/03/01 2100 1149 100 Turbine/Generator Full Power
11/03/01 2200 1148 100 Turbine/Generator Full Power
11/03/01 2300 1149 100 Turbine/Generator Full Power
11/03/01 2400 1149 100 Turbine/Generator Full Power
11/04/01 0100 1149 100 Turbine/Generator Full Power
11/04/01 0200 1149 100 Turbine/Generator Full Power
11/04/01 0300 1149 99.9 Turbine/Generator Full Power
11/04/01 0400 1149 100 Turbine/Generator Full Power
11/04/01 0500 1149 100 Turbine/Generator Full Power
11/04/01 0600 1149 100 Turbine/Generator Full Power
11/04/01 0700 1149 100 Turbine/Generator Full Power
11/04/01 0800 1148 99.9 Turbine/Generator Full Power
11/04/01 0900 1149 100 Turbine/Generator Full Power
11/04/01 1000 1148 100 Turbine/Generator Full Power
11/04/01 1100 1148 100 Turbine/Generator Full Power
11/04/01 1200 1149 100 Turbine/Generator Full Power
11/04/01 1300 1148 100 Turbine/Generator Full Power
11/04/01 1400 1148 100 Turbine/Generator Full Power
11/04/01 1500 1149 100 Turbine/Generator Full Power
11/04/01 1600 1149 100 Turbine/Generator Full Power
11/04/01 1700 1149 100 Turbine/Generator Full Power
11/04/01 1800 1148 100 Turbine/Generator Full Power
11/04/01 1900 1149 100 Turbine/Generator Full Power
11/04/01 2000 1149 100 Turbine/Generator Full Power



11/04/01 2100 1149 100 Turbine/Generator Full Power
11/04/01 2200 1149 100 Turbine/Generator Full Power
11/04/01 2300 1149 100 Turbine/Generator Full Power
11/04/01 2400 1149 100 Turbine/Generator Full Power
11/05/01 0100 1148 100 Turbine/Generator Full Power
11/05/01 0200 1148 100 Turbine/Generator Full Power
11/05/01 0300 1149 100 Turbine/Generator Full Power
11/05/01 0400 1149 100 Turbine/Generator Full Power
11/05/01 0500 1149 100 Turbine/Generator Full Power
11/05/01 0600 1148 100 Turbine/Generator Full Power
11/05/01 0700 1149 100 Turbine/Generator Full Power
11/05/01 0800 1148 100 Turbine/Generator Full Power
11/05/01 0900 1148 100 Turbine/Generator Full Power
11/05/01 1000 1148 100 Turbine/Generator Full Power
11/05/01 1100 1148 99.9 Turbine/Generator Full Power
11/05/01 1200 1148 100 Turbine/Generator Full Power
11/05/01 1300 1148 100 Turbine/Generator Full Power
11/05/01 1400 1148 100 Turbine/Generator Full Power
11/05/01 1500 1148 100 Turbine/Generator Full Power
11/05/01 1600 1148 100 Turbine/Generator Full Power
11/05/01 1700 1148 100 Turbine/Generator Full Power
11/05/01 1800 1148 100 Turbine/Generator Full Power
11/05/01 1900 1148 99.9 Turbine/Generator Full Power
11/05/01 2000 1149 100 Turbine/Generator Full Power
11/05/01 2100 1150 100 Turbine/Generator Full Power
11/05/01 2200 1150 100 Turbine/Generator Full Power
11/05/01 2300 1150 100 Turbine/Generator Full Power
11/05/01 2400 1150 100 Turbine/Generator Full Power
11/06/01 0100 1150 100 Turbine/Generator Full Power
11/06/01 0200 1150 100 Turbine/Generator Full Power
11/06/01 0300 1150 100 Turbine/Generator Full Power
11/06/01 0400 1149 100 Turbine/Generator Full Power
11/06/01 0500 1149 100 Turbine/Generator Full Power
11/06/01 0600 1149 100 Turbine/Generator Full Power
11/06/01 0700 1149 100 Turbine/Generator Full Power
11/06/01 0800 1149 100 Turbine/Generator Full Power
11/06/01 0900 1149 100 Turbine/Generator Full Power
11/06/01 1000 1148 99.9 Turbine/Generator Full Power
11/06/01 1100 1148 100 Turbine/Generator Full Power
11/06/01 1200 1148 100 Turbine/Generator Full Power
11/06/01 1300 1149 100 Turbine/Generator Full Power
11/06/01 1400 1149 100 Turbine/Generator Full Power
11/06/01 1500 1148 100 Turbine/Generator Full Power
11/06/01 1600 1149 100 Turbine/Generator Full Power
11/06/01 1700 1149 100 Turbine/Generator Full Power
11/06/01 1800 1148 100 Turbine/Generator Full Power
11/06/01 1900 1148 100 Turbine/Generator Full Power
11/06/01 2000 1149 100 Turbine/Generator Full Power
11/06/01 2100 1149 100 Turbine/Generator Full Power
11/06/01 2200 1149 100 Turbine/Generator Full Power
11/06/01 2300 1148 99.9 Turbine/Generator Full Power
11/06/01 2400 1148 100 Turbine/Generator Full Power
11/07/01 0100 1148 99.9 Turbine/Generator Full Power
11/07/01 0200 1147 99.8 Turbine/Generator Full Power



11/07/01 0300 1147 99.8 Turbine/Generator Full Power
11/07/01 0400 1147 99.8 Turbine/Generator Full Power
11/07/01 0500 1148 99.9 Turbine/Generator Full Power
11/07/01 0600 1149 99.9 Turbine/Generator Full Power
11/07/01 0700 1149 100 Turbine/Generator Full Power
11/07/01 0800 1149 100 Turbine/Generator Full Power
11/07/01 0900 1149 100 Turbine/Generator Full Power
11/07/01 1000 1149 100 Turbine/Generator Full Power
11/07/01 1100 1149 100 Turbine/Generator Full Power
11/07/01 1200 1148 100 Turbine/Generator Full Power
11/07/01 1300 1148 99.8 Turbine/Generator Full Power
11/07/01 1400 1147 99.8 Turbine/Generator Full Power
11/07/01 1500 1147 99.8 Turbine/Generator Full Power
11/07/01 1600 1148 99.8 Turbine/Generator Full Power
11/07/01 1700 1148 99.8 Turbine/Generator Full Power
11/07/01 1800 1148 99.8 Turbine/Generator Full Power
11/07/01 1900 1147 99.9 Turbine/Generator Full Power
11/07/01 2000 1148 99.9 Turbine/Generator Full Power
11/07/01 2100 1148 100 Turbine/Generator Full Power
11/07/01 2200 1148 100 Turbine/Generator Full Power
11/07/01 2300 1149 100 Turbine/Generator Full Power
11/07/01 2400 1149 100 Turbine/Generator Full Power
11/08/01 0100 1148 100 Turbine/Generator Full Power
11/08/01 0200 1149 100 Turbine/Generator Full Power
11/08/01 0300 1148 100 Turbine/Generator Full Power
11/08/01 0400 1149 100 Turbine/Generator Full Power
11/08/01 0500 1148 100 Turbine/Generator Full Power
11/08/01 0600 1148 100 Turbine/Generator Full Power
11/08/01 0700 1148 100 Turbine/Generator Full Power
11/08/01 0800 1148 100 Turbine/Generator Full Power
11/08/01 0900 1148 100 Turbine/Generator Full Power
11/08/01 1000 1148 100 Turbine/Generator Full Power
11/08/01 1100 1148 100 Turbine/Generator Full Power
11/08/01 1200 1147 100 Turbine/Generator Full Power
11/08/01 1300 1147 100 Turbine/Generator Full Power
11/08/01 1400 1147 100 Turbine/Generator Full Power
11/08/01 1500 1147 100 Turbine/Generator Full Power
11/08/01 1600 1146 100 Turbine/Generator Full Power
11/08/01 1700 1148 99.9 Turbine/Generator Full Power
11/08/01 1800 1147 100 Turbine/Generator Full Power
11/08/01 1900 1147 100 Turbine/Generator Full Power
11/08/01 2000 1148 100 Turbine/Generator Full Power
11/08/01 2100 1148 100 Turbine/Generator Full Power
11/08/01 2200 1148 100 Turbine/Generator Full Power
11/08/01 2300 1148 100 Turbine/Generator Full Power
11/08/01 2400 1146 100 Turbine/Generator Full Power
11/09/01 0100 1147 100 Turbine/Generator Full Power
11/09/01 0200 1148 100 Turbine/Generator Full Power
11/09/01 0300 1148 100 Turbine/Generator Full Power
11/09/01 0400 1147 100 Turbine/Generator Full Power
11/09/01 0500 1147 100 Turbine/Generator Full Power
11/09/01 0600 1147 100 Turbine/Generator Full Power
11/09/01 0700 1148 100 Turbine/Generator Full Power
11/09/01 0800 1147 100 Turbine/Generator Full Power



11/09/01 0900 1147 100 Turbine/Generator Full Power
11/09/01 1000 1147 100 Turbine/Generator Full Power
11/09/01 1100 1147 100 Turbine/Generator Full Power
11/09/01 1200 1148 100 Turbine/Generator Full Power
11/09/01 1300 1147 100 Turbine/Generator Full Power
11/09/01 1400 1147 100 Turbine/Generator Full Power
11/09/01 1500 1147 100 Turbine/Generator Full Power
11/09/01 1600 1147 100 Turbine/Generator Full Power
11/09/01 1700 1147 100 Turbine/Generator Full Power
11/09/01 1800 1147 100 Turbine/Generator Full Power
11/09/01 1900 1148 100 Turbine/Generator Full Power
11/09/01 2000 1148 100 Turbine/Generator Full Power
11/09/01 2100 1148 100 Turbine/Generator Full Power
11/09/01 2200 1148 100 Turbine/Generator Full Power
11/09/01 2300 1148 100 Turbine/Generator Full Power
11/09/01 2400 1148 100 Turbine/Generator Full Power
11/10/01 0100 1148 100 Turbine/Generator Full Power
11/10/01 0200 1148 99.9 Turbine/Generator Full Power
11/10/01 0300 1148 99.9 Turbine/Generator Full Power
11/10/01 0400 1147 100 Turbine/Generator Full Power
11/10/01 0500 1148 100 Turbine/Generator Full Power
11/10/01 0600 1148 100 Turbine/Generator Full Power
11/10/01 0700 1148 100 Turbine/Generator Full Power
11/10/01 0800 1148 100 Turbine/Generator Full Power
11/10/01 0900 1148 99.9 Turbine/Generator Full Power
11/10/01 1000 1148 100 Turbine/Generator Full Power
11/10/01 1100 1148 100 Turbine/Generator Full Power
11/10/01 1200 1148 100 Turbine/Generator Full Power
11/10/01 1300 1148 100 Turbine/Generator Full Power
11/10/01 1400 1148 100 Turbine/Generator Full Power
11/10/01 1500 1148 100 Turbine/Generator Full Power
11/10/01 1600 1148 100 Turbine/Generator Full Power
11/10/01 1700 1148 100 Turbine/Generator Full Power
11/10/01 1800 1148 100 Turbine/Generator Full Power
11/10/01 1900 1148 100 Turbine/Generator Full Power
11/10/01 2000 1148 100 Turbine/Generator Full Power
11/10/01 2100 1148 99.9 Turbine/Generator Full Power
11/10/01 2200 1148 100 Turbine/Generator Full Power
11/10/01 2300 1148 100 Turbine/Generator Full Power
11/10/01 2400 1148 100 Turbine/Generator Full Power
11/11/01 0100 1148 100 Turbine/Generator Full Power
11/11/01 0200 1148 99.9 Turbine/Generator Full Power
11/11/01 0300 1147 100 Turbine/Generator Full Power
11/11/01 0400 1148 99.9 Turbine/Generator Full Power
11/11/01 0500 1148 100 Turbine/Generator Full Power
11/11/01 0600 1148 100 Turbine/Generator Full Power
11/11/01 0700 1148 100 Turbine/Generator Full Power
11/11/01 0800 1147 100 Turbine/Generator Full Power
11/11/01 0900 1148 100 Turbine/Generator Full Power
11/11/01 1000 1147 100 Turbine/Generator Full Power
11/11/01 1100 1147 100 Turbine/Generator Full Power
11/11/01 1200 1147 100 Turbine/Generator Full Power
11/11/01 1300 1147 100 Turbine/Generator Full Power
11/11/01 1400 1147 100 Turbine/Generator Full Power



11/11/01 1500 1148 100 Turbine/Generator Full Power
11/11/01 1600 1148 99.9 Turbine/Generator Full Power
11/11/01 1700 1148 100 Turbine/Generator Full Power
11/11/01 1800 1148 100 Turbine/Generator Full Power
11/11/01 1900 1148 100 Turbine/Generator Full Power
11/11/01 2000 1149 100 Turbine/Generator Full Power
11/11/01 2100 1148 100 Turbine/Generator Full Power
11/11/01 2200 1148 100 Turbine/Generator Full Power
11/11/01 2300 1148 99.9 Turbine/Generator Full Power
11/11/01 2400 1148 100 Turbine/Generator Full Power
11/12/01 0100 1148 100 Turbine/Generator Full Power
11/12/01 0200 1149 100 Turbine/Generator Full Power
11/12/01 0300 1148 100 Turbine/Generator Full Power
11/12/01 0400 1148 100 Turbine/Generator Full Power
11/12/01 0500 1148 100 Turbine/Generator Full Power
11/12/01 0600 1148 100 Turbine/Generator Full Power
11/12/01 0700 1149 99.9 Turbine/Generator Full Power
11/12/01 0800 1149 100 Turbine/Generator Full Power
11/12/01 0900 1149 100 Turbine/Generator Full Power
11/12/01 1000 1148 100 Turbine/Generator Full Power
11/12/01 1100 1148 100 Turbine/Generator Full Power
11/12/01 1200 1149 100 Turbine/Generator Full Power
11/12/01 1300 1149 99.9 Turbine/Generator Full Power
11/12/01 1400 1149 99.9 Turbine/Generator Full Power
11/12/01 1500 1147 100 Turbine/Generator Full Power
11/12/01 1600 1148 100 Turbine/Generator Full Power
11/12/01 1700 1148 100 Turbine/Generator Full Power
11/12/01 1800 1147 100 Turbine/Generator Full Power
11/12/01 1900 1149 100 Turbine/Generator Full Power
11/12/01 2000 1148 99.9 Turbine/Generator Full Power
11/12/01 2100 1148 99.9 Turbine/Generator Full Power
11/12/01 2200 1148 100 Turbine/Generator Full Power
11/12/01 2300 1148 100 Turbine/Generator Full Power
11/12/01 2400 1148 100 Turbine/Generator Full Power
11/13/01 0100 1148 100 Turbine/Generator Full Power
11/13/01 0200 1148 100 Turbine/Generator Full Power
11/13/01 0300 1148 100 Turbine/Generator Full Power
11/13/01 0400 1148 100 Turbine/Generator Full Power
11/13/01 0500 1148 99.9 Turbine/Generator Full Power
11/13/01 0600 1148 100 Turbine/Generator Full Power
11/13/01 0700 1148 100 Turbine/Generator Full Power
11/13/01 0800 1149 100 Turbine/Generator Full Power
11/13/01 0900 1149 100 Turbine/Generator Full Power
11/13/01 1000 1148 100 Turbine/Generator Full Power
11/13/01 1100 1148 100 Turbine/Generator Full Power
11/13/01 1200 1149 100 Turbine/Generator Full Power
11/13/01 1300 1148 100 Turbine/Generator Full Power
11/13/01 1400 1148 100 Turbine/Generator Full Power
11/13/01 1500 1147 100 Turbine/Generator Full Power
11/13/01 1600 1147 100 Turbine/Generator Full Power
11/13/01 1700 1148 100 Turbine/Generator Full Power
11/13/01 1800 1148 100 Turbine/Generator Full Power
11/13/01 1900 1147 100 Turbine/Generator Full Power
11/13/01 2000 1147 100 Turbine/Generator Full Power



11/13/01 2100 1147 100 Turbine/Generator Full Power
11/13/01 2200 1147 100 Turbine/Generator Full Power
11/13/01 2300 1147 100 Turbine/Generator Full Power
11/13/01 2400 1147 100 Turbine/Generator Full Power
11/14/01 0100 1148 100 Turbine/Generator Full Power
11/14/01 0200 1148 100 Turbine/Generator Full Power
11/14/01 0300 1148 100 Turbine/Generator Full Power
11/14/01 0400 1148 100 Turbine/Generator Full Power
11/14/01 0500 1149 100 Turbine/Generator Full Power
11/14/01 0600 1147 99.9 Turbine/Generator Full Power
11/14/01 0700 1148 100 Turbine/Generator Full Power
11/14/01 0800 1148 100 Turbine/Generator Full Power
11/14/01 0900 1149 100 Turbine/Generator Full Power
11/14/01 1000 1149 100 Turbine/Generator Full Power
11/14/01 1100 1149 100 Turbine/Generator Full Power
11/14/01 1200 1148 100 Turbine/Generator Full Power
11/14/01 1300 1147 100 Turbine/Generator Full Power
11/14/01 1400 1147 100 Turbine/Generator Full Power
11/14/01 1500 1148 100 Turbine/Generator Full Power
11/14/01 1600 1148 100 Turbine/Generator Full Power
11/14/01 1700 1149 100 Turbine/Generator Full Power
11/14/01 1800 1149 100 Turbine/Generator Full Power
11/14/01 1900 1149 100 Turbine/Generator Full Power
11/14/01 2000 1149 100 Turbine/Generator Full Power
11/14/01 2100 1149 100 Turbine/Generator Full Power
11/14/01 2200 1149 100 Turbine/Generator Full Power
11/14/01 2300 1149 100 Turbine/Generator Full Power
11/14/01 2400 1150 100 Turbine/Generator Full Power
11/15/01 0100 1150 100 Turbine/Generator Full Power
11/15/01 0200 1149 100 Turbine/Generator Full Power
11/15/01 0300 1149 100 Turbine/Generator Full Power
11/15/01 0400 1149 100 Turbine/Generator Full Power
11/15/01 0500 1149 100 Turbine/Generator Full Power
11/15/01 0600 1148 100 Turbine/Generator Full Power
11/15/01 0700 1149 100 Turbine/Generator Full Power
11/15/01 0800 1149 100 Turbine/Generator Full Power
11/15/01 0900 1149 100 Turbine/Generator Full Power
11/15/01 1000 1149 100 Turbine/Generator Full Power
11/15/01 1100 1149 100 Turbine/Generator Full Power
11/15/01 1200 1148 100 Turbine/Generator Full Power
11/15/01 1300 1148 100 Turbine/Generator Full Power
11/15/01 1400 1149 100 Turbine/Generator Full Power
11/15/01 1500 1148 100 Turbine/Generator Full Power
11/15/01 1600 1148 99.9 Turbine/Generator Full Power
11/15/01 1700 1148 99.9 Turbine/Generator Full Power
11/15/01 1800 1149 99.9 Turbine/Generator Full Power
11/15/01 1900 1149 99.9 Turbine/Generator Full Power
11/15/01 2000 1149 100 Turbine/Generator Full Power
11/15/01 2100 1149 100 Turbine/Generator Full Power
11/15/01 2200 1148 99.9 Turbine/Generator Full Power
11/15/01 2300 1148 100 Turbine/Generator Full Power
11/15/01 2400 1149 100 Turbine/Generator Full Power
11/16/01 0100 1149 100 Turbine/Generator Full Power
11/16/01 0200 1148 100 Turbine/Generator Full Power



11/16/01 0300 1148 100 Turbine/Generator Full Power
11/16/01 0400 1148 100 Turbine/Generator Full Power
11/16/01 0500 1148 99.9 Turbine/Generator Full Power
11/16/01 0600 1148 100 Turbine/Generator Full Power
11/16/01 0700 1148 100 Turbine/Generator Full Power
11/16/01 0800 1148 99.9 Turbine/Generator Full Power
11/16/01 0900 1149 100 Turbine/Generator Full Power
11/16/01 1000 1149 100 Turbine/Generator Full Power
11/16/01 1100 1148 100 Turbine/Generator Full Power
11/16/01 1200 1148 100 Turbine/Generator Full Power
11/16/01 1300 1147 100 Turbine/Generator Full Power
11/16/01 1400 1147 99.9 Turbine/Generator Full Power
11/16/01 1500 1148 100 Turbine/Generator Full Power
11/16/01 1600 1148 100 Turbine/Generator Full Power
11/16/01 1700 1148 99.9 Turbine/Generator Full Power
11/16/01 1800 1149 100 Turbine/Generator Full Power
11/16/01 1900 1148 99.9 Turbine/Generator Full Power
11/16/01 2000 1149 100 Turbine/Generator Full Power
11/16/01 2100 1149 100 Turbine/Generator Full Power
11/16/01 2200 1149 100 Turbine/Generator Full Power
11/16/01 2300 1149 100 Turbine/Generator Full Power
11/16/01 2400 1149 100 Turbine/Generator Full Power
11/17/01 0100 1149 100 Turbine/Generator Full Power
11/17/01 0200 1149 100 Turbine/Generator Full Power
11/17/01 0300 1149 100 Turbine/Generator Full Power
11/17/01 0400 1149 100 Turbine/Generator Full Power
11/17/01 0500 1149 100 Turbine/Generator Full Power
11/17/01 0600 1148 100 Turbine/Generator Full Power
11/17/01 0700 1148 100 Turbine/Generator Full Power
11/17/01 0800 1148 100 Turbine/Generator Full Power
11/17/01 0900 1148 100 Turbine/Generator Full Power
11/17/01 1000 1148 100 Turbine/Generator Full Power
11/17/01 1100 1148 100 Turbine/Generator Full Power
11/17/01 1200 1148 100 Turbine/Generator Full Power
11/17/01 1300 1148 100 Turbine/Generator Full Power
11/17/01 1400 1147 100 Turbine/Generator Full Power
11/17/01 1500 1147 100 Turbine/Generator Full Power
11/17/01 1600 1147 100 Turbine/Generator Full Power
11/17/01 1700 1147 100 Turbine/Generator Full Power
11/17/01 1800 1148 100 Turbine/Generator Full Power
11/17/01 1900 1147 100 Turbine/Generator Full Power
11/17/01 2000 1148 100 Turbine/Generator Full Power
11/17/01 2100 1148 100 Turbine/Generator Full Power
11/17/01 2200 1148 100 Turbine/Generator Full Power
11/17/01 2300 1148 100 Turbine/Generator Full Power
11/17/01 2400 1148 100 Turbine/Generator Full Power
11/18/01 0100 1148 100 Turbine/Generator Full Power
11/18/01 0200 1148 100 Turbine/Generator Full Power
11/18/01 0300 1148 100 Turbine/Generator Full Power
11/18/01 0400 1148 100 Turbine/Generator Full Power
11/18/01 0500 1149 100 Turbine/Generator Full Power
11/18/01 0600 1148 100 Turbine/Generator Full Power
11/18/01 0700 1148 100 Turbine/Generator Full Power
11/18/01 0800 1149 100 Turbine/Generator Full Power



11/18/01 0900 1148 100 Turbine/Generator Full Power
11/18/01 1000 1148 100 Turbine/Generator Full Power
11/18/01 1100 1148 100 Turbine/Generator Full Power
11/18/01 1200 1148 100 Turbine/Generator Full Power
11/18/01 1300 1148 100 Turbine/Generator Full Power
11/18/01 1400 1148 100 Turbine/Generator Full Power
11/18/01 1500 1148 100 Turbine/Generator Full Power
11/18/01 1600 1148 100 Turbine/Generator Full Power
11/18/01 1700 1148 100 Turbine/Generator Full Power
11/18/01 1800 1148 100 Turbine/Generator Full Power
11/18/01 1900 1148 100 Turbine/Generator Full Power
11/18/01 2000 1148 100 Turbine/Generator Full Power
11/18/01 2100 1148 100 Turbine/Generator Full Power
11/18/01 2200 1148 100 Turbine/Generator Full Power
11/18/01 2300 1148 100 Turbine/Generator Full Power
11/18/01 2400 1148 100 Turbine/Generator Full Power
11/19/01 0100 1148 100 Turbine/Generator Full Power
11/19/01 0200 1148 100 Turbine/Generator Full Power
11/19/01 0300 1148 100 Turbine/Generator Full Power
11/19/01 0400 1148 100 Turbine/Generator Full Power
11/19/01 0500 1148 100 Turbine/Generator Full Power
11/19/01 0600 1148 100 Turbine/Generator Full Power
11/19/01 0700 1149 100 Turbine/Generator Full Power
11/19/01 0800 1150 100 Turbine/Generator Full Power
11/19/01 0900 1149 100 Turbine/Generator Full Power
11/19/01 1000 1149 100 Turbine/Generator Full Power
11/19/01 1100 1149 100 Turbine/Generator Full Power
11/19/01 1200 1149 100 Turbine/Generator Full Power
11/19/01 1300 1148 100 Turbine/Generator Full Power
11/19/01 1400 1148 100 Turbine/Generator Full Power
11/19/01 1500 1148 100 Turbine/Generator Full Power
11/19/01 1600 1149 100 Turbine/Generator Full Power
11/19/01 1700 1148 100 Turbine/Generator Full Power
11/19/01 1800 1149 100 Turbine/Generator Full Power
11/19/01 1900 1149 100 Turbine/Generator Full Power
11/19/01 2000 1149 100 Turbine/Generator Full Power
11/19/01 2100 1149 100 Turbine/Generator Full Power
11/19/01 2200 1149 100 Turbine/Generator Full Power
11/19/01 2300 1149 100 Turbine/Generator Full Power
11/19/01 2400 1149 100 Turbine/Generator Full Power
11/20/01 0100 1149 100 Turbine/Generator Full Power
11/20/01 0200 1149 100 Turbine/Generator Full Power
11/20/01 0300 1149 100 Turbine/Generator Full Power
11/20/01 0400 1149 100 Turbine/Generator Full Power
11/20/01 0500 1149 100 Turbine/Generator Full Power
11/20/01 0600 1149 100 Turbine/Generator Full Power
11/20/01 0700 1149 100 Turbine/Generator Full Power
11/20/01 0800 1149 100 Turbine/Generator Full Power
11/20/01 0900 1149 100 Turbine/Generator Full Power
11/20/01 1000 1149 99.9 Turbine/Generator Full Power
11/20/01 1100 1149 99.9 Turbine/Generator Full Power
11/20/01 1200 1148 100 Turbine/Generator Full Power
11/20/01 1300 1148 100 Turbine/Generator Full Power
11/20/01 1400 1148 100 Turbine/Generator Full Power



11/20/01 1500 1148 100 Turbine/Generator Full Power
11/20/01 1600 1148 100 Turbine/Generator Full Power
11/20/01 1700 1148 100 Turbine/Generator Full Power
11/20/01 1800 1148 100 Turbine/Generator Full Power
11/20/01 1900 1149 100 Turbine/Generator Full Power
11/20/01 2000 1149 100 Turbine/Generator Full Power
11/20/01 2100 1149 100 Turbine/Generator Full Power
11/20/01 2200 1149 100 Turbine/Generator Full Power
11/20/01 2300 1149 100 Turbine/Generator Full Power
11/20/01 2400 1150 100 Turbine/Generator Full Power
11/21/01 0100 1150 100 Turbine/Generator Full Power
11/21/01 0200 1149 100 Turbine/Generator Full Power
11/21/01 0300 1149 100 Turbine/Generator Full Power
11/21/01 0400 1150 100 Turbine/Generator Full Power
11/21/01 0500 1150 100 Turbine/Generator Full Power
11/21/01 0600 1150 100 Turbine/Generator Full Power
11/21/01 0700 1150 100 Turbine/Generator Full Power
11/21/01 0800 1150 100 08:05 started precautionary ramp-down for high seas
11/21/01 0900 1011 88.1 ramp-down
11/21/01 1000 867 76.6 ramp-down
11/21/01 1100 708 64.4 ramp-down
11/21/01 1200 549 51.2 ramp-down
11/21/01 1300 392 39.4 ramp-down
11/21/01 1400 262 30.1 ramp-down
11/21/01 1500 182 22.4 15:21 reached 20% RX power
11/21/01 1600 170 20.7 hold at 20%
11/21/01 1700 171 21.3 hold at 20%
11/21/01 1800 170 21.1 hold at 20%
11/21/01 1900 170 21.1 hold at 20%
11/21/01 2000 165 20.6 hold at 20%
11/21/01 2100 166 20.4 hold at 20%
11/21/01 2200 162 20.7 hold at 20%
11/21/01 2300 163 20.4 hold at 20%
11/21/01 2400 160 20.1 hold at 20%
11/22/01 0100 160 19.8 hold at 20%
11/22/01 0200 162 20.6 02:00 started ramp-up from 20% to 50%
11/22/01 0300 289 30.4 ramp-up to 50%
11/22/01 0400 439 43 04:45 reached 50%.
11/22/01 0500 509 47.7 hold at 50%
11/22/01 0600 525 48.9 hold at 50%
11/22/01 0700 527 49.1 hold at 50%
11/22/01 0800 525 49.1 hold at 50%
11/22/01 0900 520 48 hold at 50%
11/22/01 1000 503 49.8 10:45 started ramp-up to full-power
11/22/01 1100 540 49.2 ramp-up to 100%
11/22/01 1200 684 61.5 ramp-up to 100%
11/22/01 1300 956 81.8 ramp-up to 100%
11/22/01 1400 1089 93.6 ramp-up to 100%
11/22/01 1500 1101 95 ramp-up to 100%
11/22/01 1600 1098 94.9 ramp-up to 100%
11/22/01 1700 1130 98.2 ramp-up to 100%
11/22/01 1800 1134 98.6 ramp-up to 100%
11/22/01 1900 1131 98.4 ramp-up to 100%
11/22/01 2000 1135 98.6 ramp-up to 100%



11/22/01 2100 1135 98.6 ramp-up to 100%
11/22/01 2200 1135 98.5 ramp-up to 100%
11/22/01 2300 1134 98.3 ramp-up to 100%
11/22/01 2400 1137 98.6 100% RX & T/G
11/23/01 0100 1152 100 Turbine/Generator Full Power
11/23/01 0200 1148 99.8 Turbine/Generator Full Power
11/23/01 0300 1150 99.9 Turbine/Generator Full Power
11/23/01 0400 1148 99.9 Turbine/Generator Full Power
11/23/01 0500 1150 100 Turbine/Generator Full Power
11/23/01 0600 1148 100 Turbine/Generator Full Power
11/23/01 0700 1150 100 Turbine/Generator Full Power
11/23/01 0800 1150 100 Turbine/Generator Full Power
11/23/01 0900 1150 100 Turbine/Generator Full Power
11/23/01 1000 1150 100 Turbine/Generator Full Power
11/23/01 1100 1148 99.9 Turbine/Generator Full Power
11/23/01 1200 1150 100 Turbine/Generator Full Power
11/23/01 1300 1148 100 Turbine/Generator Full Power
11/23/01 1400 1150 100 Turbine/Generator Full Power
11/23/01 1500 1148 99.9 Turbine/Generator Full Power
11/23/01 1600 1149 100 Turbine/Generator Full Power
11/23/01 1700 1148 100 Turbine/Generator Full Power
11/23/01 1800 1149 100 Turbine/Generator Full Power
11/23/01 1900 1149 99.9 Turbine/Generator Full Power
11/23/01 2000 1148 99.9 Turbine/Generator Full Power
11/23/01 2100 1150 99.9 Turbine/Generator Full Power
11/23/01 2200 1150 99.9 Turbine/Generator Full Power
11/23/01 2300 1148 99.9 Turbine/Generator Full Power
11/23/01 2400 1149 100 Turbine/Generator Full Power
11/24/01 0100 1149 99.9 Turbine/Generator Full Power
11/24/01 0200 1149 99.9 Turbine/Generator Full Power
11/24/01 0300 1149 99.9 Turbine/Generator Full Power
11/24/01 0400 1150 99.9 Turbine/Generator Full Power
11/24/01 0500 1150 99.9 Turbine/Generator Full Power
11/24/01 0600 1149 99.9 Turbine/Generator Full Power
11/24/01 0700 1149 99.9 Turbine/Generator Full Power
11/24/01 0800 1150 99.9 Turbine/Generator Full Power
11/24/01 0900 1150 100 Turbine/Generator Full Power
11/24/01 1000 1150 100 Turbine/Generator Full Power
11/24/01 1100 1150 100 Turbine/Generator Full Power
11/24/01 1200 1150 99.9 Turbine/Generator Full Power
11/24/01 1300 1150 99.9 Turbine/Generator Full Power
11/24/01 1400 1149 99.9 Turbine/Generator Full Power
11/24/01 1500 1149 99.9 Turbine/Generator Full Power
11/24/01 1600 1149 99.9 Turbine/Generator Full Power
11/24/01 1700 1149 100 Turbine/Generator Full Power
11/24/01 1800 1149 100 Turbine/Generator Full Power
11/24/01 1900 1149 100 Turbine/Generator Full Power
11/24/01 2000 1150 100 Turbine/Generator Full Power
11/24/01 2100 1149 100 Turbine/Generator Full Power
11/24/01 2200 1150 100 Turbine/Generator Full Power
11/24/01 2300 1150 100 Turbine/Generator Full Power
11/24/01 2400 1151 100 Turbine/Generator Full Power
11/25/01 0100 1150 100 Turbine/Generator Full Power
11/25/01 0200 1150 100 Turbine/Generator Full Power



11/25/01 0300 1150 99.9 Turbine/Generator Full Power
11/25/01 0400 1150 100 Turbine/Generator Full Power
11/25/01 0500 1149 100 Turbine/Generator Full Power
11/25/01 0600 1150 100 Turbine/Generator Full Power
11/25/01 0700 1150 100 Turbine/Generator Full Power
11/25/01 0800 1150 99.9 Turbine/Generator Full Power
11/25/01 0900 1150 100 Turbine/Generator Full Power
11/25/01 1000 1150 100 Turbine/Generator Full Power
11/25/01 1100 1150 100 Turbine/Generator Full Power
11/25/01 1200 1150 100 Turbine/Generator Full Power
11/25/01 1300 1150 100 Turbine/Generator Full Power
11/25/01 1400 1150 100 Turbine/Generator Full Power
11/25/01 1500 1150 100 Turbine/Generator Full Power
11/25/01 1600 1150 100 Turbine/Generator Full Power
11/25/01 1700 1150 100 Turbine/Generator Full Power
11/25/01 1800 1149 100 Turbine/Generator Full Power
11/25/01 1900 1149 100 Turbine/Generator Full Power
11/25/01 2000 1149 100 Turbine/Generator Full Power
11/25/01 2100 1149 100 Turbine/Generator Full Power
11/25/01 2200 1149 100 Turbine/Generator Full Power
11/25/01 2300 1150 100 Turbine/Generator Full Power
11/25/01 2400 1150 100 Turbine/Generator Full Power
11/26/01 0100 1150 100 Turbine/Generator Full Power
11/26/01 0200 1150 100 Turbine/Generator Full Power
11/26/01 0300 1149 100 Turbine/Generator Full Power
11/26/01 0400 1150 100 Turbine/Generator Full Power
11/26/01 0500 1150 100 Turbine/Generator Full Power
11/26/01 0600 1150 100 Turbine/Generator Full Power
11/26/01 0700 1150 100 Turbine/Generator Full Power
11/26/01 0800 1150 100 Turbine/Generator Full Power
11/26/01 0900 1150 100 Turbine/Generator Full Power
11/26/01 1000 1150 100 Turbine/Generator Full Power
11/26/01 1100 1150 100 Turbine/Generator Full Power
11/26/01 1200 1150 100 Turbine/Generator Full Power
11/26/01 1300 1150 100 Turbine/Generator Full Power
11/26/01 1400 1150 100 Turbine/Generator Full Power
11/26/01 1500 1150 100 Turbine/Generator Full Power
11/26/01 1600 1150 100 Turbine/Generator Full Power
11/26/01 1700 1150 100 Turbine/Generator Full Power
11/26/01 1800 1150 100 Turbine/Generator Full Power
11/26/01 1900 1150 100 Turbine/Generator Full Power
11/26/01 2000 1151 100 Turbine/Generator Full Power
11/26/01 2100 1150 100 Turbine/Generator Full Power
11/26/01 2200 1150 100 Turbine/Generator Full Power
11/26/01 2300 1150 100 Turbine/Generator Full Power
11/26/01 2400 1150 100 Turbine/Generator Full Power
11/27/01 0100 1151 100 Turbine/Generator Full Power
11/27/01 0200 1151 100 Turbine/Generator Full Power
11/27/01 0300 1150 100 Turbine/Generator Full Power
11/27/01 0400 1150 100 Turbine/Generator Full Power
11/27/01 0500 1151 100 Turbine/Generator Full Power
11/27/01 0600 1150 100 Turbine/Generator Full Power
11/27/01 0700 1150 100 Turbine/Generator Full Power
11/27/01 0800 1150 100 Turbine/Generator Full Power



11/27/01 0900 1150 100 Turbine/Generator Full Power
11/27/01 1000 1151 100 Turbine/Generator Full Power
11/27/01 1100 1150 100 Turbine/Generator Full Power
11/27/01 1200 1150 100 Turbine/Generator Full Power
11/27/01 1300 1150 100 Turbine/Generator Full Power
11/27/01 1400 1151 100 Turbine/Generator Full Power
11/27/01 1500 1150 100 Turbine/Generator Full Power
11/27/01 1600 1150 100 Turbine/Generator Full Power
11/27/01 1700 1150 100 Turbine/Generator Full Power
11/27/01 1800 1150 100 Turbine/Generator Full Power
11/27/01 1900 1150 100 Turbine/Generator Full Power
11/27/01 2000 1150 100 Turbine/Generator Full Power
11/27/01 2100 1151 100 Turbine/Generator Full Power
11/27/01 2200 1150 100 Turbine/Generator Full Power
11/27/01 2300 1150 100 Turbine/Generator Full Power
11/27/01 2400 1150 100 Turbine/Generator Full Power
11/28/01 0100 1150 100 Turbine/Generator Full Power
11/28/01 0200 1150 100 Turbine/Generator Full Power
11/28/01 0300 1150 100 Turbine/Generator Full Power
11/28/01 0400 1150 100 Turbine/Generator Full Power
11/28/01 0500 1150 100 Turbine/Generator Full Power
11/28/01 0600 1150 100 Turbine/Generator Full Power
11/28/01 0700 1150 100 Turbine/Generator Full Power
11/28/01 0800 1150 100 Turbine/Generator Full Power
11/28/01 0900 1150 100 Turbine/Generator Full Power
11/28/01 1000 1150 100 Turbine/Generator Full Power
11/28/01 1100 1150 100 Turbine/Generator Full Power
11/28/01 1200 1150 100 Turbine/Generator Full Power
11/28/01 1300 1150 100 Turbine/Generator Full Power
11/28/01 1400 1150 100 Turbine/Generator Full Power
11/28/01 1500 1150 100 Turbine/Generator Full Power
11/28/01 1600 1150 100 Turbine/Generator Full Power
11/28/01 1700 1150 100 Turbine/Generator Full Power
11/28/01 1800 1150 100 Turbine/Generator Full Power
11/28/01 1900 1150 100 Turbine/Generator Full Power
11/28/01 2000 1150 100 Turbine/Generator Full Power
11/28/01 2100 1150 100 Turbine/Generator Full Power
11/28/01 2200 1150 100 Turbine/Generator Full Power
11/28/01 2300 1150 100 Turbine/Generator Full Power
11/28/01 2400 1149 100 Turbine/Generator Full Power
11/29/01 0100 1150 100 Turbine/Generator Full Power
11/29/01 0200 1150 100 Turbine/Generator Full Power
11/29/01 0300 1150 100 Turbine/Generator Full Power
11/29/01 0400 1150 100 Turbine/Generator Full Power
11/29/01 0500 1151 100 Turbine/Generator Full Power
11/29/01 0600 1150 100 Turbine/Generator Full Power
11/29/01 0700 1150 100 Turbine/Generator Full Power
11/29/01 0800 1149 100 Turbine/Generator Full Power
11/29/01 0900 1149 100 Turbine/Generator Full Power
11/29/01 1000 1148 100 Turbine/Generator Full Power
11/29/01 1100 1149 100 Turbine/Generator Full Power
11/29/01 1200 1148 100 Turbine/Generator Full Power
11/29/01 1300 1148 100 Turbine/Generator Full Power
11/29/01 1400 1148 100 Turbine/Generator Full Power



11/29/01 1500 1148 100 Turbine/Generator Full Power
11/29/01 1600 1148 100 Turbine/Generator Full Power
11/29/01 1700 1148 100 Turbine/Generator Full Power
11/29/01 1800 1148 100 Turbine/Generator Full Power
11/29/01 1900 1148 100 Turbine/Generator Full Power
11/29/01 2000 1148 100 Turbine/Generator Full Power
11/29/01 2100 1148 100 Turbine/Generator Full Power
11/29/01 2200 1147 100 Turbine/Generator Full Power
11/29/01 2300 1148 100 Turbine/Generator Full Power
11/29/01 2400 1150 100 Turbine/Generator Full Power
11/30/01 0100 1149 100 Turbine/Generator Full Power
11/30/01 0200 1150 100 Turbine/Generator Full Power
11/30/01 0300 1150 100 Turbine/Generator Full Power
11/30/01 0400 1150 99.9 Turbine/Generator Full Power
11/30/01 0500 1150 100 Turbine/Generator Full Power
11/30/01 0600 1150 100 Turbine/Generator Full Power
11/30/01 0700 1150 100 Turbine/Generator Full Power
11/30/01 0800 1150 100 Turbine/Generator Full Power
11/30/01 0900 1149 100 Turbine/Generator Full Power
11/30/01 1000 1151 100 Turbine/Generator Full Power
11/30/01 1100 1151 99.9 Turbine/Generator Full Power
11/30/01 1200 1150 99.9 Turbine/Generator Full Power
11/30/01 1300 1150 100 Turbine/Generator Full Power
11/30/01 1400 1150 100 Turbine/Generator Full Power
11/30/01 1500 1149 100 Turbine/Generator Full Power
11/30/01 1600 1150 100 Turbine/Generator Full Power
11/30/01 1700 1150 100 Turbine/Generator Full Power
11/30/01 1800 1150 100 Turbine/Generator Full Power
11/30/01 1900 1150 100 Turbine/Generator Full Power
11/30/01 2000 1150 100 Turbine/Generator Full Power
11/30/01 2100 1150 100 Turbine/Generator Full Power
11/30/01 2200 1150 100 Turbine/Generator Full Power
11/30/01 2300 1150 100 Turbine/Generator Full Power
11/30/01 2400 1150 100 Turbine/Generator Full Power
12/01/01 0100 1150 100 Turbine/Generator Full Power
12/01/01 0200 1150 100 Turbine/Generator Full Power
12/01/01 0300 1150 100 Turbine/Generator Full Power
12/01/01 0400 1150 100 Turbine/Generator Full Power
12/01/01 0500 1150 100 Turbine/Generator Full Power
12/01/01 0600 1150 100 Turbine/Generator Full Power
12/01/01 0700 1151 100 Turbine/Generator Full Power
12/01/01 0800 1150 100 Turbine/Generator Full Power
12/01/01 0900 1150 100 Turbine/Generator Full Power
12/01/01 1000 1150 100 Turbine/Generator Full Power
12/01/01 1100 1150 100 Turbine/Generator Full Power
12/01/01 1200 1152 100 Turbine/Generator Full Power
12/01/01 1300 1151 100 Turbine/Generator Full Power
12/01/01 1400 1150 100 Turbine/Generator Full Power
12/01/01 1500 1150 100 Turbine/Generator Full Power
12/01/01 1600 1150 100 Turbine/Generator Full Power
12/01/01 1700 1149 100 Turbine/Generator Full Power
12/01/01 1800 1151 100 Turbine/Generator Full Power
12/01/01 1900 1150 100 Turbine/Generator Full Power
12/01/01 2000 1150 99.9 Turbine/Generator Full Power



12/01/01 2100 1150 100 Turbine/Generator Full Power
12/01/01 2200 1150 100 Turbine/Generator Full Power
12/01/01 2300 1150 100 Turbine/Generator Full Power
12/01/01 2400 1151 100 Turbine/Generator Full Power
12/02/01 0100 1151 100 Turbine/Generator Full Power
12/02/01 0200 1151 100 Turbine/Generator Full Power
12/02/01 0300 1151 100 Turbine/Generator Full Power
12/02/01 0400 1150 100 Turbine/Generator Full Power
12/02/01 0500 1150 100 Turbine/Generator Full Power
12/02/01 0600 1151 100 Turbine/Generator Full Power
12/02/01 0700 1151 100 Turbine/Generator Full Power
12/02/01 0800 1150 100 Turbine/Generator Full Power
12/02/01 0900 1150 100 Turbine/Generator Full Power
12/02/01 1000 1150 100 Turbine/Generator Full Power
12/02/01 1100 1151 100 Turbine/Generator Full Power
12/02/01 1200 1149 100 Turbine/Generator Full Power
12/02/01 1300 1150 100 Turbine/Generator Full Power
12/02/01 1400 1150 99.9 Turbine/Generator Full Power
12/02/01 1500 1150 99.9 Turbine/Generator Full Power
12/02/01 1600 1149 100 Turbine/Generator Full Power
12/02/01 1700 1150 100 Turbine/Generator Full Power
12/02/01 1800 1149 100 Turbine/Generator Full Power
12/02/01 1900 1150 100 Turbine/Generator Full Power
12/02/01 2000 1150 100 Turbine/Generator Full Power
12/02/01 2100 1150 100 Turbine/Generator Full Power
12/02/01 2200 1151 100 Turbine/Generator Full Power
12/02/01 2300 1151 100 Turbine/Generator Full Power
12/02/01 2400 1151 100 Turbine/Generator Full Power
12/03/01 0100 1151 100 Turbine/Generator Full Power
12/03/01 0200 1151 100 Turbine/Generator Full Power
12/03/01 0300 1151 100 Turbine/Generator Full Power
12/03/01 0400 1151 100 Turbine/Generator Full Power
12/03/01 0500 1151 100 Turbine/Generator Full Power
12/03/01 0600 1150 100 Turbine/Generator Full Power
12/03/01 0700 1150 100 Turbine/Generator Full Power
12/03/01 0800 1150 100 Turbine/Generator Full Power
12/03/01 0900 1150 100 Turbine/Generator Full Power
12/03/01 1000 1150 100 Turbine/Generator Full Power
12/03/01 1100 1150 100 Turbine/Generator Full Power
12/03/01 1200 1150 100 Turbine/Generator Full Power
12/03/01 1300 1150 100 Turbine/Generator Full Power
12/03/01 1400 1150 100 Turbine/Generator Full Power
12/03/01 1500 1150 100 Turbine/Generator Full Power
12/03/01 1600 1149 100 Turbine/Generator Full Power
12/03/01 1700 1150 100 Turbine/Generator Full Power
12/03/01 1800 1149 100 Turbine/Generator Full Power
12/03/01 1900 1149 100 Turbine/Generator Full Power
12/03/01 2000 1150 100 Turbine/Generator Full Power
12/03/01 2100 1150 100 Turbine/Generator Full Power
12/03/01 2200 1149 100 Turbine/Generator Full Power
12/03/01 2300 1150 100 Turbine/Generator Full Power
12/03/01 2400 1150 100 Turbine/Generator Full Power
12/04/01 0100 1150 100 Turbine/Generator Full Power
12/04/01 0200 1149 100 Turbine/Generator Full Power



12/04/01 0300 1150 100 Turbine/Generator Full Power
12/04/01 0400 1150 100 Turbine/Generator Full Power
12/04/01 0500 1150 100 Turbine/Generator Full Power
12/04/01 0600 1150 100 Turbine/Generator Full Power
12/04/01 0700 1150 100 Turbine/Generator Full Power
12/04/01 0800 1150 99.9 Turbine/Generator Full Power
12/04/01 0900 1150 100 Turbine/Generator Full Power
12/04/01 1000 1150 100 Turbine/Generator Full Power
12/04/01 1100 1150 100 Turbine/Generator Full Power
12/04/01 1200 1150 100 Turbine/Generator Full Power
12/04/01 1300 1150 100 Turbine/Generator Full Power
12/04/01 1400 1149 100 Turbine/Generator Full Power
12/04/01 1500 1149 100 Turbine/Generator Full Power
12/04/01 1600 1149 100 Turbine/Generator Full Power
12/04/01 1700 1149 100 Turbine/Generator Full Power
12/04/01 1800 1149 100 Turbine/Generator Full Power
12/04/01 1900 1150 100 Turbine/Generator Full Power
12/04/01 2000 1149 100 Turbine/Generator Full Power
12/04/01 2100 1149 100 Turbine/Generator Full Power
12/04/01 2200 1149 100 Turbine/Generator Full Power
12/04/01 2300 1150 100 Turbine/Generator Full Power
12/04/01 2400 1150 100 Turbine/Generator Full Power
12/05/01 0100 1150 100 Turbine/Generator Full Power
12/05/01 0200 1150 100 Turbine/Generator Full Power
12/05/01 0300 1150 100 Turbine/Generator Full Power
12/05/01 0400 1149 100 Turbine/Generator Full Power
12/05/01 0500 1150 100 Turbine/Generator Full Power
12/05/01 0600 1150 100 Turbine/Generator Full Power
12/05/01 0700 1150 100 Turbine/Generator Full Power
12/05/01 0800 1149 100 Turbine/Generator Full Power
12/05/01 0900 1150 100 Turbine/Generator Full Power
12/05/01 1000 1149 99.9 Turbine/Generator Full Power
12/05/01 1100 1149 100 Turbine/Generator Full Power
12/05/01 1200 1149 100 Turbine/Generator Full Power
12/05/01 1300 1149 100 Turbine/Generator Full Power
12/05/01 1400 1149 100 Turbine/Generator Full Power
12/05/01 1500 1149 100 Turbine/Generator Full Power
12/05/01 1600 1149 100 Turbine/Generator Full Power
12/05/01 1700 1149 99.9 Turbine/Generator Full Power
12/05/01 1800 1149 100 Turbine/Generator Full Power
12/05/01 1900 1149 100 Turbine/Generator Full Power
12/05/01 2000 1149 100 Turbine/Generator Full Power
12/05/01 2100 1149 100 Turbine/Generator Full Power
12/05/01 2200 1149 100 Turbine/Generator Full Power
12/05/01 2300 1150 100 Turbine/Generator Full Power
12/05/01 2400 1150 100 Turbine/Generator Full Power
12/06/01 0100 1150 100 Turbine/Generator Full Power
12/06/01 0200 1150 100 Turbine/Generator Full Power
12/06/01 0300 1150 100 Turbine/Generator Full Power
12/06/01 0400 1150 100 Turbine/Generator Full Power
12/06/01 0500 1150 100 Turbine/Generator Full Power
12/06/01 0600 1150 100 Turbine/Generator Full Power
12/06/01 0700 1150 100 Turbine/Generator Full Power
12/06/01 0800 1150 100 Turbine/Generator Full Power



12/06/01 0900 1149 99.9 Turbine/Generator Full Power
12/06/01 1000 1150 99.9 Turbine/Generator Full Power
12/06/01 1100 1150 100 Turbine/Generator Full Power
12/06/01 1200 1149 100 Turbine/Generator Full Power
12/06/01 1300 1150 100 Turbine/Generator Full Power
12/06/01 1400 1150 100 Turbine/Generator Full Power
12/06/01 1500 1150 100 Turbine/Generator Full Power
12/06/01 1600 1150 100 Turbine/Generator Full Power
12/06/01 1700 1150 99.9 Turbine/Generator Full Power
12/06/01 1800 1150 99.9 Turbine/Generator Full Power
12/06/01 1900 1150 99.9 Turbine/Generator Full Power
12/06/01 2000 1149 100 Turbine/Generator Full Power
12/06/01 2100 1149 100 Turbine/Generator Full Power
12/06/01 2200 1149 99.9 Turbine/Generator Full Power
12/06/01 2300 1149 100 Turbine/Generator Full Power
12/06/01 2400 1150 100 Turbine/Generator Full Power
12/07/01 0100 1149 100 Turbine/Generator Full Power
12/07/01 0200 1149 100 Turbine/Generator Full Power
12/07/01 0300 1149 100 Turbine/Generator Full Power
12/07/01 0400 1149 100 Turbine/Generator Full Power
12/07/01 0500 1149 100 Turbine/Generator Full Power
12/07/01 0600 1150 100 Turbine/Generator Full Power
12/07/01 0700 1149 99.9 Turbine/Generator Full Power
12/07/01 0800 1150 100 Turbine/Generator Full Power
12/07/01 0900 1150 100 Turbine/Generator Full Power
12/07/01 1000 1150 100 Turbine/Generator Full Power
12/07/01 1100 1150 100 Turbine/Generator Full Power
12/07/01 1200 1151 100 Turbine/Generator Full Power
12/07/01 1300 1150 100 Turbine/Generator Full Power
12/07/01 1400 1150 100 Turbine/Generator Full Power
12/07/01 1500 1150 100 Turbine/Generator Full Power
12/07/01 1600 1150 100 Turbine/Generator Full Power
12/07/01 1700 1150 100 Turbine/Generator Full Power
12/07/01 1800 1150 100 Turbine/Generator Full Power
12/07/01 1900 1150 100 Turbine/Generator Full Power
12/07/01 2000 1150 100 Turbine/Generator Full Power
12/07/01 2100 1150 100 Turbine/Generator Full Power
12/07/01 2200 1150 100 Turbine/Generator Full Power
12/07/01 2300 1150 100 Turbine/Generator Full Power
12/07/01 2400 1150 100 Turbine/Generator Full Power
12/08/01 0100 1150 100 Turbine/Generator Full Power
12/08/01 0200 1150 100 Turbine/Generator Full Power
12/08/01 0300 1149 100 Turbine/Generator Full Power
12/08/01 0400 1150 100 Turbine/Generator Full Power
12/08/01 0500 1150 100 Turbine/Generator Full Power
12/08/01 0600 1150 100 Turbine/Generator Full Power
12/08/01 0700 1149 100 Turbine/Generator Full Power
12/08/01 0800 1149 99.9 Turbine/Generator Full Power
12/08/01 0900 1150 100 Turbine/Generator Full Power
12/08/01 1000 1149 100 Turbine/Generator Full Power
12/08/01 1100 1149 100 Turbine/Generator Full Power
12/08/01 1200 1149 100 Turbine/Generator Full Power
12/08/01 1300 1150 100 Turbine/Generator Full Power
12/08/01 1400 1149 100 Turbine/Generator Full Power



12/08/01 1500 1149 100 Turbine/Generator Full Power
12/08/01 1600 1150 100 Turbine/Generator Full Power
12/08/01 1700 1149 100 Turbine/Generator Full Power
12/08/01 1800 1150 100 Turbine/Generator Full Power
12/08/01 1900 1149 100 Turbine/Generator Full Power
12/08/01 2000 1149 100 Turbine/Generator Full Power
12/08/01 2100 1149 100 Turbine/Generator Full Power
12/08/01 2200 1149 100 Turbine/Generator Full Power
12/08/01 2300 1149 100 Turbine/Generator Full Power
12/08/01 2400 1149 100 Turbine/Generator Full Power
12/09/01 0100 1149 100 Turbine/Generator Full Power
12/09/01 0200 1149 100 Turbine/Generator Full Power
12/09/01 0300 1149 100 Turbine/Generator Full Power
12/09/01 0400 1149 100 Turbine/Generator Full Power
12/09/01 0500 1149 100 Turbine/Generator Full Power
12/09/01 0600 1149 100 Turbine/Generator Full Power
12/09/01 0700 1149 100 Turbine/Generator Full Power
12/09/01 0800 1149 100 Turbine/Generator Full Power
12/09/01 0900 1149 100 Turbine/Generator Full Power
12/09/01 1000 1149 100 Turbine/Generator Full Power
12/09/01 1100 1149 100 Turbine/Generator Full Power
12/09/01 1200 1146 100 Turbine/Generator Full Power
12/09/01 1300 1149 100 Turbine/Generator Full Power
12/09/01 1400 1149 100 Turbine/Generator Full Power
12/09/01 1500 1149 100 Turbine/Generator Full Power
12/09/01 1600 1150 100 Turbine/Generator Full Power
12/09/01 1700 1150 100 Turbine/Generator Full Power
12/09/01 1800 1150 100 Turbine/Generator Full Power
12/09/01 1900 1150 100 Turbine/Generator Full Power
12/09/01 2000 1150 100 Turbine/Generator Full Power
12/09/01 2100 1149 100 Turbine/Generator Full Power
12/09/01 2200 1149 100 Turbine/Generator Full Power
12/09/01 2300 1150 100 Turbine/Generator Full Power
12/09/01 2400 1150 100 Turbine/Generator Full Power
12/10/01 0100 1150 100 Turbine/Generator Full Power
12/10/01 0200 1150 100 Turbine/Generator Full Power
12/10/01 0300 1150 100 Turbine/Generator Full Power
12/10/01 0400 1150 100 Turbine/Generator Full Power
12/10/01 0500 1150 100 Turbine/Generator Full Power
12/10/01 0600 1150 100 Turbine/Generator Full Power
12/10/01 0700 1151 100 Turbine/Generator Full Power
12/10/01 0800 1150 100 Turbine/Generator Full Power
12/10/01 0900 1150 100 Turbine/Generator Full Power
12/10/01 1000 1151 100 Turbine/Generator Full Power
12/10/01 1100 1150 100 Turbine/Generator Full Power
12/10/01 1200 1150 99.9 Turbine/Generator Full Power
12/10/01 1300 1151 100 Turbine/Generator Full Power
12/10/01 1400 1150 100 Turbine/Generator Full Power
12/10/01 1500 1150 100 Turbine/Generator Full Power
12/10/01 1600 1149 100 Turbine/Generator Full Power
12/10/01 1700 1149 100 Turbine/Generator Full Power
12/10/01 1800 1149 100 Turbine/Generator Full Power
12/10/01 1900 1151 100 Turbine/Generator Full Power
12/10/01 2000 1150 100 Turbine/Generator Full Power



12/10/01 2100 1150 100 Turbine/Generator Full Power
12/10/01 2200 1150 100 Turbine/Generator Full Power
12/10/01 2300 1150 100 Turbine/Generator Full Power
12/10/01 2400 1150 100 Turbine/Generator Full Power
12/11/01 0100 1150 100 Turbine/Generator Full Power
12/11/01 0200 1150 100 Turbine/Generator Full Power
12/11/01 0300 1150 100 Turbine/Generator Full Power
12/11/01 0400 1150 100 Turbine/Generator Full Power
12/11/01 0500 1150 100 Turbine/Generator Full Power
12/11/01 0600 1150 99.9 Turbine/Generator Full Power
12/11/01 0700 1150 99.9 Turbine/Generator Full Power
12/11/01 0800 1149 100 Turbine/Generator Full Power
12/11/01 0900 1150 100 Turbine/Generator Full Power
12/11/01 1000 1149 100 Turbine/Generator Full Power
12/11/01 1100 1149 99.9 Turbine/Generator Full Power
12/11/01 1200 1150 100 Turbine/Generator Full Power
12/11/01 1300 1151 99.9 Turbine/Generator Full Power
12/11/01 1400 1149 100 Turbine/Generator Full Power
12/11/01 1500 1150 100 Turbine/Generator Full Power
12/11/01 1600 1150 100 Turbine/Generator Full Power
12/11/01 1700 1150 100 Turbine/Generator Full Power
12/11/01 1800 1151 100 Turbine/Generator Full Power
12/11/01 1900 1150 99.9 Turbine/Generator Full Power
12/11/01 2000 1150 99.9 Turbine/Generator Full Power
12/11/01 2100 1150 99.9 Turbine/Generator Full Power
12/11/01 2200 1150 99.9 Turbine/Generator Full Power
12/11/01 2300 1150 100 Turbine/Generator Full Power
12/11/01 2400 1150 100 Turbine/Generator Full Power
12/12/01 0100 1150 100 Turbine/Generator Full Power
12/12/01 0200 1150 100 Turbine/Generator Full Power
12/12/01 0300 1150 100 Turbine/Generator Full Power
12/12/01 0400 1150 100 Turbine/Generator Full Power
12/12/01 0500 1150 99.9 Turbine/Generator Full Power
12/12/01 0600 1150 100 Turbine/Generator Full Power
12/12/01 0700 1150 100 Turbine/Generator Full Power
12/12/01 0800 1150 100 Turbine/Generator Full Power
12/12/01 0900 1150 99.9 Turbine/Generator Full Power
12/12/01 1000 1150 99.9 Turbine/Generator Full Power
12/12/01 1100 1152 99.9 Turbine/Generator Full Power
12/12/01 1200 1150 99.9 Turbine/Generator Full Power
12/12/01 1300 1151 99.9 Turbine/Generator Full Power
12/12/01 1400 1150 99.9 Turbine/Generator Full Power
12/12/01 1500 1151 99.9 Turbine/Generator Full Power
12/12/01 1600 1150 99.9 Turbine/Generator Full Power
12/12/01 1700 1149 99.9 Turbine/Generator Full Power
12/12/01 1800 1150 99.9 Turbine/Generator Full Power
12/12/01 1900 1150 99.9 Turbine/Generator Full Power
12/12/01 2000 1150 99.8 Turbine/Generator Full Power
12/12/01 2100 1150 99.8 Turbine/Generator Full Power
12/12/01 2200 1150 99.9 Turbine/Generator Full Power
12/12/01 2300 1149 100 Turbine/Generator Full Power
12/12/01 2400 1150 99.9 Turbine/Generator Full Power
12/13/01 0100 1150 100 Turbine/Generator Full Power
12/13/01 0200 1150 100 Turbine/Generator Full Power



12/13/01 0300 1150 99.8 Turbine/Generator Full Power
12/13/01 0400 1150 99.8 Turbine/Generator Full Power
12/13/01 0500 1151 100 Turbine/Generator Full Power
12/13/01 0600 1150 99.9 Turbine/Generator Full Power
12/13/01 0700 1150 99.9 Turbine/Generator Full Power
12/13/01 0800 1150 99.9 Turbine/Generator Full Power
12/13/01 0900 1151 100 Turbine/Generator Full Power
12/13/01 1000 1150 100 Turbine/Generator Full Power
12/13/01 1100 1150 99.9 Turbine/Generator Full Power
12/13/01 1200 1150 99.9 Turbine/Generator Full Power
12/13/01 1300 1149 99.9 Turbine/Generator Full Power
12/13/01 1400 1151 100 Turbine/Generator Full Power
12/13/01 1500 1151 100 Turbine/Generator Full Power
12/13/01 1600 1150 100 Turbine/Generator Full Power
12/13/01 1700 1151 100 Turbine/Generator Full Power
12/13/01 1800 1150 99.9 Turbine/Generator Full Power
12/13/01 1900 1150 100 Turbine/Generator Full Power
12/13/01 2000 1151 100 Turbine/Generator Full Power
12/13/01 2100 1150 99.8 Turbine/Generator Full Power
12/13/01 2200 1150 100 Turbine/Generator Full Power
12/13/01 2300 1150 100 Turbine/Generator Full Power
12/13/01 2400 1150 100 Turbine/Generator Full Power
12/14/01 0100 1150 100 Turbine/Generator Full Power
12/14/01 0200 1150 100 Turbine/Generator Full Power
12/14/01 0300 1150 100 Turbine/Generator Full Power
12/14/01 0400 1150 100 Turbine/Generator Full Power
12/14/01 0500 1151 100 Turbine/Generator Full Power
12/14/01 0600 1150 100 Turbine/Generator Full Power
12/14/01 0700 1150 100 Turbine/Generator Full Power
12/14/01 0800 1150 100 Turbine/Generator Full Power
12/14/01 0900 1150 100 Turbine/Generator Full Power
12/14/01 1000 1150 100 Turbine/Generator Full Power
12/14/01 1100 1150 100 Turbine/Generator Full Power
12/14/01 1200 1150 100 Turbine/Generator Full Power
12/14/01 1300 1149 100 Turbine/Generator Full Power
12/14/01 1400 1149 100 Turbine/Generator Full Power
12/14/01 1500 1149 100 Turbine/Generator Full Power
12/14/01 1600 1148 100 Turbine/Generator Full Power
12/14/01 1700 1149 100 Turbine/Generator Full Power
12/14/01 1800 1149 100 Turbine/Generator Full Power
12/14/01 1900 1150 99.9 Turbine/Generator Full Power
12/14/01 2000 1151 100 Turbine/Generator Full Power
12/14/01 2100 1151 100 Turbine/Generator Full Power
12/14/01 2200 1150 100 Turbine/Generator Full Power
12/14/01 2300 1150 100 Turbine/Generator Full Power
12/14/01 2400 1150 100 Turbine/Generator Full Power
12/15/01 0100 1150 99.9 Turbine/Generator Full Power
12/15/01 0200 1151 100 Turbine/Generator Full Power
12/15/01 0300 1150 100 Turbine/Generator Full Power
12/15/01 0400 1150 100 Turbine/Generator Full Power
12/15/01 0500 1150 100 Turbine/Generator Full Power
12/15/01 0600 1150 100 Turbine/Generator Full Power
12/15/01 0700 1150 100 Turbine/Generator Full Power
12/15/01 0800 1152 100 Turbine/Generator Full Power



12/15/01 0900 1150 99.9 Turbine/Generator Full Power
12/15/01 1000 1150 100 Turbine/Generator Full Power
12/15/01 1100 1150 100 Turbine/Generator Full Power
12/15/01 1200 1151 100 Turbine/Generator Full Power
12/15/01 1300 1151 100 Turbine/Generator Full Power
12/15/01 1400 1151 100 Turbine/Generator Full Power
12/15/01 1500 1150 100 Turbine/Generator Full Power
12/15/01 1600 1150 100 Turbine/Generator Full Power
12/15/01 1700 1150 100 Turbine/Generator Full Power
12/15/01 1800 1150 100 Turbine/Generator Full Power
12/15/01 1900 1150 100 Turbine/Generator Full Power
12/15/01 2000 1150 100 Turbine/Generator Full Power
12/15/01 2100 1150 100 Turbine/Generator Full Power
12/15/01 2200 1150 100 Turbine/Generator Full Power
12/15/01 2300 1149 100 Turbine/Generator Full Power
12/15/01 2400 1150 100 Turbine/Generator Full Power
12/16/01 0100 1149 100 Turbine/Generator Full Power
12/16/01 0200 1150 100 Turbine/Generator Full Power
12/16/01 0300 1149 100 Turbine/Generator Full Power
12/16/01 0400 1150 100 Turbine/Generator Full Power
12/16/01 0500 1150 100 Turbine/Generator Full Power
12/16/01 0600 1151 100 Turbine/Generator Full Power
12/16/01 0700 1150 100.1 Turbine/Generator Full Power
12/16/01 0800 1150 100.1 Turbine/Generator Full Power
12/16/01 0900 1151 100 Turbine/Generator Full Power
12/16/01 1000 1150 99.9 Turbine/Generator Full Power
12/16/01 1100 1150 99.9 Turbine/Generator Full Power
12/16/01 1200 1151 99.9 Turbine/Generator Full Power
12/16/01 1300 1150 100.1 Turbine/Generator Full Power
12/16/01 1400 1150 100 Turbine/Generator Full Power
12/16/01 1500 1150 100 Turbine/Generator Full Power
12/16/01 1600 1150 100 Turbine/Generator Full Power
12/16/01 1700 1150 100 Turbine/Generator Full Power
12/16/01 1800 1150 100 Turbine/Generator Full Power
12/16/01 1900 1150 100 Turbine/Generator Full Power
12/16/01 2000 1150 100 Turbine/Generator Full Power
12/16/01 2100 1151 100 Turbine/Generator Full Power
12/16/01 2200 1150 100 Turbine/Generator Full Power
12/16/01 2300 1150 99.9 Turbine/Generator Full Power
12/16/01 2400 1150 99.9 Turbine/Generator Full Power
12/17/01 0100 1150 100 Turbine/Generator Full Power
12/17/01 0200 1150 100 Turbine/Generator Full Power
12/17/01 0300 1150 100 Turbine/Generator Full Power
12/17/01 0400 1150 100 Turbine/Generator Full Power
12/17/01 0500 1149 100 Turbine/Generator Full Power
12/17/01 0600 1149 100 Turbine/Generator Full Power
12/17/01 0700 1149 100 Turbine/Generator Full Power
12/17/01 0800 1149 100 Turbine/Generator Full Power
12/17/01 0900 1150 100 Turbine/Generator Full Power
12/17/01 1000 1150 99.9 Turbine/Generator Full Power
12/17/01 1100 1149 100 Turbine/Generator Full Power
12/17/01 1200 1150 100 Turbine/Generator Full Power
12/17/01 1300 1150 99.9 Turbine/Generator Full Power
12/17/01 1400 1150 99.9 Turbine/Generator Full Power



12/17/01 1500 1150 100 Turbine/Generator Full Power
12/17/01 1600 1150 99.9 Turbine/Generator Full Power
12/17/01 1700 1150 100 Turbine/Generator Full Power
12/17/01 1800 1150 100 Turbine/Generator Full Power
12/17/01 1900 1150 100 Turbine/Generator Full Power
12/17/01 2000 1149 99.9 Turbine/Generator Full Power
12/17/01 2100 1150 99.9 Turbine/Generator Full Power
12/17/01 2200 1150 99.9 Turbine/Generator Full Power
12/17/01 2300 1150 100 Turbine/Generator Full Power
12/17/01 2400 1150 100 Turbine/Generator Full Power
12/18/01 0100 1150 99.9 Turbine/Generator Full Power
12/18/01 0200 1149 99.9 Turbine/Generator Full Power
12/18/01 0300 1150 99.9 Turbine/Generator Full Power
12/18/01 0400 1150 100 Turbine/Generator Full Power
12/18/01 0500 1150 99.9 Turbine/Generator Full Power
12/18/01 0600 1150 99.9 Turbine/Generator Full Power
12/18/01 0700 1149 99.9 Turbine/Generator Full Power
12/18/01 0800 1150 99.9 Turbine/Generator Full Power
12/18/01 0900 1150 99.9 Turbine/Generator Full Power
12/18/01 1000 1150 99.9 Turbine/Generator Full Power
12/18/01 1100 1150 100 Turbine/Generator Full Power
12/18/01 1200 1150 99.9 Turbine/Generator Full Power
12/18/01 1300 1149 99.9 Turbine/Generator Full Power
12/18/01 1400 1150 100 Turbine/Generator Full Power
12/18/01 1500 1150 100 Turbine/Generator Full Power
12/18/01 1600 1150 100 Turbine/Generator Full Power
12/18/01 1700 1150 99.9 Turbine/Generator Full Power
12/18/01 1800 1150 99.9 Turbine/Generator Full Power
12/18/01 1900 1150 99.9 Turbine/Generator Full Power
12/18/01 2000 1150 99.9 Turbine/Generator Full Power
12/18/01 2100 1150 99.9 Turbine/Generator Full Power
12/18/01 2200 1150 99.9 Turbine/Generator Full Power
12/18/01 2300 1149 99.9 Turbine/Generator Full Power
12/18/01 2400 1150 100 Turbine/Generator Full Power
12/19/01 0100 1150 100 Turbine/Generator Full Power
12/19/01 0200 1150 100 Turbine/Generator Full Power
12/19/01 0300 1150 99.9 Turbine/Generator Full Power
12/19/01 0400 1149 99.9 Turbine/Generator Full Power
12/19/01 0500 1150 100 Turbine/Generator Full Power
12/19/01 0600 1150 100 Turbine/Generator Full Power
12/19/01 0700 1150 100 Turbine/Generator Full Power
12/19/01 0800 1150 99.9 Turbine/Generator Full Power
12/19/01 0900 1150 99.9 Turbine/Generator Full Power
12/19/01 1000 1149 99.9 Turbine/Generator Full Power
12/19/01 1100 1149 100 Turbine/Generator Full Power
12/19/01 1200 1149 100 Turbine/Generator Full Power
12/19/01 1300 1149 99.9 Turbine/Generator Full Power
12/19/01 1400 1149 99.9 Turbine/Generator Full Power
12/19/01 1500 1149 99.9 Turbine/Generator Full Power
12/19/01 1600 1149 100 Turbine/Generator Full Power
12/19/01 1700 1149 100 Turbine/Generator Full Power
12/19/01 1800 1149 100 Turbine/Generator Full Power
12/19/01 1900 1150 100 Turbine/Generator Full Power
12/19/01 2000 1149 100 Turbine/Generator Full Power



12/19/01 2100 1149 100 Turbine/Generator Full Power
12/19/01 2200 1150 100 Turbine/Generator Full Power
12/19/01 2300 1150 100 Turbine/Generator Full Power
12/19/01 2400 1150 99.9 Turbine/Generator Full Power
12/20/01 0100 1149 100 Turbine/Generator Full Power
12/20/01 0200 1149 100 Turbine/Generator Full Power
12/20/01 0300 1150 100 Turbine/Generator Full Power
12/20/01 0400 1149 100 Turbine/Generator Full Power
12/20/01 0500 1151 99.9 Turbine/Generator Full Power
12/20/01 0600 1149 99.9 Turbine/Generator Full Power
12/20/01 0700 1150 99.9 Turbine/Generator Full Power
12/20/01 0800 1150 99.9 Turbine/Generator Full Power
12/20/01 0900 1150 99.9 Turbine/Generator Full Power
12/20/01 1000 1149 100 Turbine/Generator Full Power
12/20/01 1100 1149 100 Turbine/Generator Full Power
12/20/01 1200 1150 99.9 Turbine/Generator Full Power
12/20/01 1300 1150 100 Turbine/Generator Full Power
12/20/01 1400 1150 100 14:30 Started Curtailment to 20% for high seas.
12/20/01 1500 1087 94.5 ramp-down
12/20/01 1600 905 80.5 ramp-down
12/20/01 1700 729 64.8 ramp-down
12/20/01 1800 546 52 ramp-down
12/20/01 1900 369 37.4 ramp-down
12/20/01 2000 248 27.2 ramp-down
12/20/01 2100 189 22.8 21:07  ramp-down complete.
12/20/01 2200 178 21.3 hold at 21%
12/20/01 2300 178 21.4 hold at 21%
12/20/01 2400 178 21.3 hold at 21%
12/21/01 0100 244 26.4 00:28 started ramp-up to full-power.
12/21/01 0200 421 41.2 ramp-up
12/21/01 0300 475 46.1 ramp-up
12/21/01 0400 496 47.8 ramp-up
12/21/01 0500 616 54.6 ramp-up
12/21/01 0600 799 71.4 ramp-up
12/21/01 0700 984 84.8 ramp-up
12/21/01 0800 1055 90.8 ramp-up
12/21/01 0900 1101 95.1 ramp-up
12/21/01 1000 1094 96.5 ramp-up
12/21/01 1100 1097 96.8 ramp-up
12/21/01 1200 1099 96.7 ramp-up
12/21/01 1300 1099 96.6 ramp-up
12/21/01 1400 1095 96.4 ramp-up
12/21/01 1500 1096 96.6 ramp-up
12/21/01 1600 1100 96.9 ramp-up
12/21/01 1700 1127 99.5 ramp-up
12/21/01 1800 1128 100 ramp-up
12/21/01 1900 1122 99.5 ramp-up
12/21/01 2000 1131 100 ramp-up
12/21/01 2100 1131 100 ramp-up
12/21/01 2200 1130 100 ramp-up
12/21/01 2300 1130 100.1 ramp-up
12/21/01 2400 1127 99.9 ramp-up
12/22/01 0100 1132 100 ramp-up
12/22/01 0200 1128 99.9 ramp-up



12/22/01 0300 1128 99.9 ramp-up
12/22/01 0400 1130 99.9 ramp-up
12/22/01 0500 1129 100 ramp-up
12/22/01 0600 1129 100 ramp-up
12/22/01 0700 1301 100 ramp-up
12/22/01 0800 1130 100.1 ramp-up
12/22/01 0900 1129 99.9 ramp-up
12/22/01 1000 1130 100 ramp-up
12/22/01 1100 1129 99.9 ramp-up
12/22/01 1200 1128 99.9 ramp-up
12/22/01 1300 1128 97.8 ramp-up
12/22/01 1400 1129 97.8 ramp-up
12/22/01 1500 1126 97.5 ramp-up
12/22/01 1600 1128 97.7 ramp-up
12/22/01 1700 1123 97.4 ramp-up
12/22/01 1800 1126 97.6 ramp-up
12/22/01 1900 1127 97 ramp-up
12/22/01 2000 1136 98.4 ramp-up
12/22/01 2100 1153 100.1 100% RX & T/G
12/22/01 2200 1151 99.9 Turbine/Generator Full Power
12/22/01 2300 1151 100 Turbine/Generator Full Power
12/22/01 2400 1151 99.9 Turbine/Generator Full Power
12/23/01 0100 1150 100 Turbine/Generator Full Power
12/23/01 0200 1150 100 Turbine/Generator Full Power
12/23/01 0300 1150 100 Turbine/Generator Full Power
12/23/01 0400 1150 100 Turbine/Generator Full Power
12/23/01 0500 1150 99.9 Turbine/Generator Full Power
12/23/01 0600 1152 100 Turbine/Generator Full Power
12/23/01 0700 1150 100 Turbine/Generator Full Power
12/23/01 0800 1151 100 Turbine/Generator Full Power
12/23/01 0900 1150 100 Turbine/Generator Full Power
12/23/01 1000 1150 100 Turbine/Generator Full Power
12/23/01 1100 1151 100 Turbine/Generator Full Power
12/23/01 1300 1151 100 Turbine/Generator Full Power
12/23/01 1400 1151 99.9 Turbine/Generator Full Power
12/23/01 1500 1150 99.9 Turbine/Generator Full Power
12/23/01 1600 1149 99.9 Turbine/Generator Full Power
12/23/01 1700 1150 100 Turbine/Generator Full Power
12/23/01 1800 1151 100 Turbine/Generator Full Power
12/23/01 1900 1151 100 Turbine/Generator Full Power
12/23/01 2000 1151 100 Turbine/Generator Full Power
12/23/01 2100 1151 100 Turbine/Generator Full Power
12/23/01 2200 1151 100 Turbine/Generator Full Power
12/23/01 2300 1151 100 Turbine/Generator Full Power
12/23/01 2400 1151 100 Turbine/Generator Full Power
12/24/01 0100 1151 100 Turbine/Generator Full Power
12/24/01 0200 1151 100 Turbine/Generator Full Power
12/24/01 0300 1151 100 Turbine/Generator Full Power
12/24/01 0400 1151 100 Turbine/Generator Full Power
12/24/01 0500 1152 100 Turbine/Generator Full Power
12/24/01 0600 1151 100 Turbine/Generator Full Power
12/24/01 0700 1152 100 Turbine/Generator Full Power
12/24/01 0800 1151 100 Turbine/Generator Full Power
12/24/01 0900 1151 100 Turbine/Generator Full Power



12/24/01 1000 1152 100 Turbine/Generator Full Power
12/24/01 1100 1152 100 Turbine/Generator Full Power
12/24/01 1200 1152 100 Turbine/Generator Full Power
12/24/01 1300 1152 100 Turbine/Generator Full Power
12/24/01 1400 1152 100 Turbine/Generator Full Power
12/24/01 1500 1152 100 Turbine/Generator Full Power
12/24/01 1600 1151 100 Turbine/Generator Full Power
12/24/01 1700 1150 100 Turbine/Generator Full Power
12/24/01 1800 1153 100 Turbine/Generator Full Power
12/24/01 1900 1152 100 Turbine/Generator Full Power
12/24/01 2000 1151 100 Turbine/Generator Full Power
12/24/01 2100 1152 100 Turbine/Generator Full Power
12/24/01 2200 1152 100 Turbine/Generator Full Power
12/24/01 2300 1152 100 Turbine/Generator Full Power
12/24/01 2400 1152 100 Turbine/Generator Full Power
12/25/01 0100 1151 100 Turbine/Generator Full Power
12/25/01 0200 1151 100 Turbine/Generator Full Power
12/25/01 0300 1152 100 Turbine/Generator Full Power
12/25/01 0400 1152 100 Turbine/Generator Full Power
12/25/01 0500 1151 100 Turbine/Generator Full Power
12/25/01 0600 1152 100 Turbine/Generator Full Power
12/25/01 0700 1151 100 Turbine/Generator Full Power
12/25/01 0800 1152 100 Turbine/Generator Full Power
12/25/01 0900 1151 100 Turbine/Generator Full Power
12/25/01 1000 1152 100 Turbine/Generator Full Power
12/25/01 1100 1152 100 Turbine/Generator Full Power
12/25/01 1200 1152 100 Turbine/Generator Full Power
12/25/01 1300 1151 100 Turbine/Generator Full Power
12/25/01 1400 1151 100 Turbine/Generator Full Power
12/25/01 1500 1151 100 Turbine/Generator Full Power
12/25/01 1600 1151 100 Turbine/Generator Full Power
12/25/01 1700 1151 100 Turbine/Generator Full Power
12/25/01 1800 1152 100 Turbine/Generator Full Power
12/25/01 1900 1152 100 Turbine/Generator Full Power
12/25/01 2000 1152 100 Turbine/Generator Full Power
12/25/01 2100 1152 100 Turbine/Generator Full Power
12/25/01 2200 1151 100 Turbine/Generator Full Power
12/25/01 2300 1151 100 Turbine/Generator Full Power
12/25/01 2400 1151 100 Turbine/Generator Full Power
12/26/01 0100 1151 100 Turbine/Generator Full Power
12/26/01 0200 1152 100 Turbine/Generator Full Power
12/26/01 0300 1152 100.1 Turbine/Generator Full Power
12/26/01 0400 1151 99.9 Turbine/Generator Full Power
12/26/01 0500 1151 99.9 Turbine/Generator Full Power
12/26/01 0600 1151 100 Turbine/Generator Full Power
12/26/01 0700 1151 100 Turbine/Generator Full Power
12/26/01 0800 1151 99.9 Turbine/Generator Full Power
12/26/01 0900 1151 100 Turbine/Generator Full Power
12/26/01 1000 1151 100 Turbine/Generator Full Power
12/26/01 1100 1150 100 Turbine/Generator Full Power
12/26/01 1200 1150 100 Turbine/Generator Full Power
12/26/01 1300 1150 100 Turbine/Generator Full Power
12/26/01 1400 1150 100 Turbine/Generator Full Power
12/26/01 1500 1151 100 Turbine/Generator Full Power



12/26/01 1600 1150 100 Turbine/Generator Full Power
12/26/01 1700 1150 100 Turbine/Generator Full Power
12/26/01 1800 1150 100 Turbine/Generator Full Power
12/26/01 1900 1150 100 Turbine/Generator Full Power
12/26/01 2000 1151 100 Turbine/Generator Full Power
12/26/01 2100 1151 100 Turbine/Generator Full Power
12/26/01 2200 1151 100 Turbine/Generator Full Power
12/26/01 2300 1151 100 Turbine/Generator Full Power
12/26/01 2400 1151 100 Turbine/Generator Full Power
12/27/01 0100 1151 100 Turbine/Generator Full Power
12/27/01 0200 1151 100 Turbine/Generator Full Power
12/27/01 0300 1151 100 Turbine/Generator Full Power
12/27/01 0400 1151 100 Turbine/Generator Full Power
12/27/01 0500 1151 100 Turbine/Generator Full Power
12/27/01 0600 1151 100 Turbine/Generator Full Power
12/27/01 0700 1151 100 Turbine/Generator Full Power
12/27/01 0800 1151 100 Turbine/Generator Full Power
12/27/01 0900 1151 99.9 Turbine/Generator Full Power
12/27/01 1000 1151 99.9 Turbine/Generator Full Power
12/27/01 1100 1151 100 Turbine/Generator Full Power
12/27/01 1200 1151 100 Turbine/Generator Full Power
12/27/01 1300 1151 99.9 Turbine/Generator Full Power
12/27/01 1400 1150 100 Turbine/Generator Full Power
12/27/01 1500 1151 100 Turbine/Generator Full Power
12/27/01 1600 1151 99.9 Turbine/Generator Full Power
12/27/01 1700 1150 99.9 Turbine/Generator Full Power
12/27/01 1800 1151 99.9 Turbine/Generator Full Power
12/27/01 1900 1151 100 Turbine/Generator Full Power
12/27/01 2000 1150 100 Turbine/Generator Full Power
12/27/01 2100 1150 100 Turbine/Generator Full Power
12/27/01 2200 1150 100 Turbine/Generator Full Power
12/27/01 2300 1150 100 Turbine/Generator Full Power
12/27/01 2400 1150 100 Turbine/Generator Full Power
12/28/01 0100 1151 100 Turbine/Generator Full Power
12/28/01 0200 1151 99.9 Turbine/Generator Full Power
12/28/01 0300 1150 100 Turbine/Generator Full Power
12/28/01 0400 1150 100 Turbine/Generator Full Power
12/28/01 0500 1151 100 Turbine/Generator Full Power
12/28/01 0600 1151 100 Turbine/Generator Full Power
12/28/01 0700 1151 100 Turbine/Generator Full Power
12/28/01 0800 1151 100 Turbine/Generator Full Power
12/28/01 0900 1151 100 Turbine/Generator Full Power
12/28/01 1000 1150 100 Turbine/Generator Full Power
12/28/01 1100 1151 100 Turbine/Generator Full Power
12/28/01 1200 1152 100 Turbine/Generator Full Power
12/28/01 1300 1154 100.3 Turbine/Generator Full Power
12/28/01 1400 1151 99.9 Turbine/Generator Full Power
12/28/01 1500 1148 99.8 Turbine/Generator Full Power
12/28/01 1600 1148 99.8 Turbine/Generator Full Power
12/28/01 1700 1148 99.8 Turbine/Generator Full Power
12/28/01 1800 1149 99.9 Turbine/Generator Full Power
12/28/01 1900 1150 99.9 Turbine/Generator Full Power
12/28/01 2000 1151 99.9 Turbine/Generator Full Power
12/28/01 2100 1150 99.9 Turbine/Generator Full Power



12/28/01 2200 1150 99.9 Turbine/Generator Full Power
12/28/01 2300 1150 99.9 Turbine/Generator Full Power
12/28/01 2400 1150 99.9 Turbine/Generator Full Power
12/29/01 0100 1150 99.9 Turbine/Generator Full Power
12/29/01 0200 1150 99.9 Turbine/Generator Full Power
12/29/01 0300 1150 99.9 Turbine/Generator Full Power
12/29/01 0400 1149 99.8 Turbine/Generator Full Power
12/29/01 0500 1149 99.9 Turbine/Generator Full Power
12/29/01 0600 1150 99.9 Turbine/Generator Full Power
12/29/01 0700 1150 99.9 Turbine/Generator Full Power
12/29/01 0800 1150 99.9 Turbine/Generator Full Power
12/29/01 0900 1150 99.9 Turbine/Generator Full Power
12/29/01 1000 1150 99.9 Turbine/Generator Full Power
12/29/01 1100 1150 99.9 Turbine/Generator Full Power
12/29/01 1200 1150 100 Turbine/Generator Full Power
12/29/01 1300 1150 99.9 Turbine/Generator Full Power
12/29/01 1400 1149 99.9 Turbine/Generator Full Power
12/29/01 1500 1150 100 Turbine/Generator Full Power
12/29/01 1600 1150 100 Turbine/Generator Full Power
12/29/01 1700 1150 100 Turbine/Generator Full Power
12/29/01 1800 1150 100 Turbine/Generator Full Power
12/29/01 1900 1150 100 Turbine/Generator Full Power
12/29/01 2000 1151 100 Turbine/Generator Full Power
12/29/01 2100 1152 100 Turbine/Generator Full Power
12/29/01 2200 1150 99.8 Turbine/Generator Full Power
12/29/01 2300 1151 100 Turbine/Generator Full Power
12/29/01 2400 1151 100 Turbine/Generator Full Power
12/30/01 0100 1150 100 Turbine/Generator Full Power
12/30/01 0200 1151 100 Turbine/Generator Full Power
12/30/01 0300 1150 100 Turbine/Generator Full Power
12/30/01 0400 1150 100 Turbine/Generator Full Power
12/30/01 0500 1150 100 Turbine/Generator Full Power
12/30/01 0600 1152 100 Turbine/Generator Full Power
12/30/01 0700 1151 100 Turbine/Generator Full Power
12/30/01 0800 1151 100 Turbine/Generator Full Power
12/30/01 0900 1151 100 Turbine/Generator Full Power
12/30/01 1000 1151 100 Turbine/Generator Full Power
12/30/01 1100 1151 100 Turbine/Generator Full Power
12/30/01 1200 1151 99.9 Turbine/Generator Full Power
12/30/01 1300 1150 100 Turbine/Generator Full Power
12/30/01 1400 1150 100 Turbine/Generator Full Power
12/30/01 1500 1150 100 Turbine/Generator Full Power
12/30/01 1600 1150 100 Turbine/Generator Full Power
12/30/01 1700 1150 100 Turbine/Generator Full Power
12/30/01 1800 1150 100 Turbine/Generator Full Power
12/30/01 1900 1150 100 Turbine/Generator Full Power
12/30/01 2000 1150 99.9 Turbine/Generator Full Power
12/30/01 2100 1150 100 Turbine/Generator Full Power
12/30/01 2200 1150 100 Turbine/Generator Full Power
12/30/01 2300 1150 100 Turbine/Generator Full Power
12/30/01 2400 1150 100 Turbine/Generator Full Power
12/31/01 0100 1151 100 Turbine/Generator Full Power
12/31/01 0200 1150 100 Turbine/Generator Full Power
12/31/01 0300 1150 100 Turbine/Generator Full Power



12/31/01 0400 1150 100 Turbine/Generator Full Power
12/31/01 0500 1150 100 Turbine/Generator Full Power
12/31/01 0600 1150 100 Turbine/Generator Full Power
12/31/01 0700 1150 100 Turbine/Generator Full Power
12/31/01 0800 1150 100 Turbine/Generator Full Power
12/31/01 0900 1150 99.9 Turbine/Generator Full Power
12/31/01 1000 1150 100 Turbine/Generator Full Power
12/31/01 1100 1151 100 Turbine/Generator Full Power
12/31/01 1200 1150 99.9 Turbine/Generator Full Power
12/31/01 1300 1150 100 Turbine/Generator Full Power
12/31/01 1400 1152 100 Turbine/Generator Full Power
12/31/01 1500 1150 100 Turbine/Generator Full Power
12/31/01 1600 1152 100 Turbine/Generator Full Power
12/31/01 1700 1148 100 Turbine/Generator Full Power
12/31/01 1800 1149 100 Turbine/Generator Full Power
12/31/01 1900 1151 100 Turbine/Generator Full Power
12/31/01 2000 1151 100 Turbine/Generator Full Power
12/31/01 2100 1150 100 Turbine/Generator Full Power
12/31/01 2200 1151 100 Turbine/Generator Full Power
12/31/01 2300 1149 100 Turbine/Generator Full Power
12/31/01 2400 1150 100 Turbine/Generator Full Power
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