
SDO - Summary of Daily Operations
Unit-1 2002
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
data is updated in DCPP Gen Stats automatically 
Date Processed:  2-28-2003
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate1 OpHour1 PowerLevel1 RxPercent1
01/01/02 0100 1156 100 Turbine/Generator Full Power
01/01/02 0200 1156 100 Turbine/Generator Full Power
01/01/02 0300 1156 99.9 Turbine/Generator Full Power
01/01/02 0400 1156 100 Turbine/Generator Full Power
01/01/02 0500 1156 100 Turbine/Generator Full Power
01/01/02 0600 1155 100 Turbine/Generator Full Power
01/01/02 0700 1156 100 Turbine/Generator Full Power
01/01/02 0800 1156 100 Turbine/Generator Full Power
01/01/02 0900 1156 100 Turbine/Generator Full Power
01/01/02 1000 1156 100 Turbine/Generator Full Power
01/01/02 1100 1155 100 Turbine/Generator Full Power
01/01/02 1200 1156 100 Turbine/Generator Full Power
01/01/02 1300 1156 100 Turbine/Generator Full Power
01/01/02 1400 1156 100 Turbine/Generator Full Power
01/01/02 1500 1156 100 Turbine/Generator Full Power
01/01/02 1600 1156 100 Turbine/Generator Full Power
01/01/02 1700 1157 100 Turbine/Generator Full Power
01/01/02 1800 1156 100 Turbine/Generator Full Power
01/01/02 1900 1157 100 Turbine/Generator Full Power
01/01/02 2000 1156 99.9 Turbine/Generator Full Power
01/01/02 2100 1156 100 Turbine/Generator Full Power
01/01/02 2200 1156 100 Turbine/Generator Full Power
01/01/02 2300 1156 100 Turbine/Generator Full Power
01/01/02 2400 1155 100 Turbine/Generator Full Power
01/02/02 0100 1155 100 Turbine/Generator Full Power
01/02/02 0200 1155 100 Turbine/Generator Full Power
01/02/02 0300 1155 99.9 Turbine/Generator Full Power
01/02/02 0400 1155 99.9 Turbine/Generator Full Power
01/02/02 0500 1155 99.9 Turbine/Generator Full Power
01/02/02 0600 1155 100 Turbine/Generator Full Power
01/02/02 0700 1156 100 Turbine/Generator Full Power
01/02/02 0800 1156 100 Turbine/Generator Full Power
01/02/02 0900 1156 100 Turbine/Generator Full Power
01/02/02 1000 1156 100 Turbine/Generator Full Power
01/02/02 1100 1156 100 Turbine/Generator Full Power
01/02/02 1200 1157 100 Turbine/Generator Full Power
01/02/02 1300 1156 100 Turbine/Generator Full Power
01/02/02 1400 1156 100 Turbine/Generator Full Power
01/02/02 1500 1156 100 Turbine/Generator Full Power
01/02/02 1600 1156 100 Turbine/Generator Full Power
01/02/02 1700 1156 100 Turbine/Generator Full Power
01/02/02 1800 1156 100 Turbine/Generator Full Power
01/02/02 1900 1156 100 Turbine/Generator Full Power
01/02/02 2000 1156 100 Turbine/Generator Full Power
01/02/02 2100 1156 100 Turbine/Generator Full Power
01/02/02 2200 1156 100 Turbine/Generator Full Power
01/02/02 2300 1155 100 Turbine/Generator Full Power
01/02/02 2400 1155 100 Turbine/Generator Full Power
01/03/02 0100 1156 100 Turbine/Generator Full Power
01/03/02 0200 1155 99.9 Turbine/Generator Full Power
01/03/02 0300 1155 99.9 Turbine/Generator Full Power
01/03/02 0400 1155 99.9 Turbine/Generator Full Power



01/03/02 0500 1155 100 Turbine/Generator Full Power
01/03/02 0600 1155 99.9 Turbine/Generator Full Power
01/03/02 0700 1155 100 Turbine/Generator Full Power
01/03/02 0800 1156 100 Turbine/Generator Full Power
01/03/02 0900 1156 100 Turbine/Generator Full Power
01/03/02 1000 1156 100 Turbine/Generator Full Power
01/03/02 1100 1156 100 Turbine/Generator Full Power
01/03/02 1200 1155 99.9 Turbine/Generator Full Power
01/03/02 1300 1156 100 Turbine/Generator Full Power
01/03/02 1400 1156 100 Turbine/Generator Full Power
01/03/02 1500 1156 100 Turbine/Generator Full Power
01/03/02 1600 1156 100 Turbine/Generator Full Power
01/03/02 1700 1156 100 Turbine/Generator Full Power
01/03/02 1800 1156 100 Turbine/Generator Full Power
01/03/02 1900 1156 100 Turbine/Generator Full Power
01/03/02 2000 1156 100 Turbine/Generator Full Power
01/03/02 2100 1155 100 Turbine/Generator Full Power
01/03/02 2200 1156 100 Turbine/Generator Full Power
01/03/02 2300 1157 100 Turbine/Generator Full Power
01/03/02 2400 1156 100 Turbine/Generator Full Power
01/04/02 0100 1153 99.8 Turbine/Generator Full Power
01/04/02 0200 1155 100 Turbine/Generator Full Power
01/04/02 0300 1157 100 Turbine/Generator Full Power
01/04/02 0400 1157 100 Turbine/Generator Full Power
01/04/02 0500 1157 100 Turbine/Generator Full Power
01/04/02 0600 1156 100 Turbine/Generator Full Power
01/04/02 0700 1156 100 Turbine/Generator Full Power
01/04/02 0800 1154 99.9 Turbine/Generator Full Power
01/04/02 0900 1154 100 Turbine/Generator Full Power
01/04/02 1000 1157 99.9 Turbine/Generator Full Power
01/04/02 1100 1154 99.9 Turbine/Generator Full Power
01/04/02 1200 1155 100 Turbine/Generator Full Power
01/04/02 1300 1156 99.9 Turbine/Generator Full Power
01/04/02 1400 1156 100 Turbine/Generator Full Power
01/04/02 1500 1156 100 Turbine/Generator Full Power
01/04/02 1600 1157 100 Turbine/Generator Full Power
01/04/02 1700 1156 99.9 Turbine/Generator Full Power
01/04/02 1800 1155 100 Turbine/Generator Full Power
01/04/02 1900 1155 100 Turbine/Generator Full Power
01/04/02 2000 1156 100 Turbine/Generator Full Power
01/04/02 2100 1156 100 Turbine/Generator Full Power
01/04/02 2200 1156 100 Turbine/Generator Full Power
01/04/02 2300 1156 100 Turbine/Generator Full Power
01/04/02 2400 1156 100 Turbine/Generator Full Power
01/05/02 0100 1156 100 Turbine/Generator Full Power
01/05/02 0200 1156 100 Turbine/Generator Full Power
01/05/02 0300 1156 100 Turbine/Generator Full Power
01/05/02 0400 1156 100 Turbine/Generator Full Power
01/05/02 0500 1156 100 Turbine/Generator Full Power
01/05/02 0600 1156 100 Turbine/Generator Full Power
01/05/02 0700 1156 100 Turbine/Generator Full Power
01/05/02 0800 1155 100 Turbine/Generator Full Power
01/05/02 0900 1155 100 Turbine/Generator Full Power
01/05/02 1000 1156 100 Turbine/Generator Full Power
01/05/02 1100 1157 100 Turbine/Generator Full Power
01/05/02 1200 1155 100 Turbine/Generator Full Power
01/05/02 1300 1154 100 Turbine/Generator Full Power
01/05/02 1400 1155 100 Turbine/Generator Full Power
01/05/02 1500 1156 100 Turbine/Generator Full Power
01/05/02 1600 1156 100 Turbine/Generator Full Power
01/05/02 1700 1156 100 Turbine/Generator Full Power
01/05/02 1800 1156 100 Turbine/Generator Full Power
01/05/02 1900 1155 100 Turbine/Generator Full Power



01/05/02 2000 1155 100 Turbine/Generator Full Power
01/05/02 2100 1155 100 Turbine/Generator Full Power
01/05/02 2200 1156 100 Turbine/Generator Full Power
01/05/02 2300 1156 100 Turbine/Generator Full Power
01/05/02 2400 1156 100 Turbine/Generator Full Power
01/06/02 0100 1156 100 Turbine/Generator Full Power
01/06/02 0200 1156 100 Turbine/Generator Full Power
01/06/02 0300 1156 100 Turbine/Generator Full Power
01/06/02 0400 1156 100 Turbine/Generator Full Power
01/06/02 0500 1156 100 Turbine/Generator Full Power
01/06/02 0600 1156 100 Turbine/Generator Full Power
01/06/02 0700 1156 100 Turbine/Generator Full Power
01/06/02 0800 1156 99.9 Turbine/Generator Full Power
01/06/02 0900 1155 100 Turbine/Generator Full Power
01/06/02 1000 1155 100 Turbine/Generator Full Power
01/06/02 1100 1156 100 Turbine/Generator Full Power
01/06/02 1200 1155 100 Turbine/Generator Full Power
01/06/02 1300 1155 100 Turbine/Generator Full Power
01/06/02 1400 1154 100 Turbine/Generator Full Power
01/06/02 1500 1156 100 Turbine/Generator Full Power
01/06/02 1600 1155 100 Turbine/Generator Full Power
01/06/02 1700 1155 100 Turbine/Generator Full Power
01/06/02 1800 1155 99.9 Turbine/Generator Full Power
01/06/02 1900 1155 100 Turbine/Generator Full Power
01/06/02 2000 1155 100 Turbine/Generator Full Power
01/06/02 2100 1155 100 Turbine/Generator Full Power
01/06/02 2200 1155 100 Turbine/Generator Full Power
01/06/02 2300 1155 100 Turbine/Generator Full Power
01/06/02 2400 1156 100 Turbine/Generator Full Power
01/07/02 0100 1156 100 Turbine/Generator Full Power
01/07/02 0200 1156 100 Turbine/Generator Full Power
01/07/02 0300 1155 100 Turbine/Generator Full Power
01/07/02 0400 1155 100 Turbine/Generator Full Power
01/07/02 0500 1156 100 Turbine/Generator Full Power
01/07/02 0600 1155 100 Turbine/Generator Full Power
01/07/02 0700 1155 100 Turbine/Generator Full Power
01/07/02 0800 1155 100 Turbine/Generator Full Power
01/07/02 0900 1155 100 Turbine/Generator Full Power
01/07/02 1000 1155 100 Turbine/Generator Full Power
01/07/02 1100 1155 100 Turbine/Generator Full Power
01/07/02 1200 1155 100 Turbine/Generator Full Power
01/07/02 1300 1155 100 Turbine/Generator Full Power
01/07/02 1400 1155 100 Turbine/Generator Full Power
01/07/02 1500 1155 100 Turbine/Generator Full Power
01/07/02 1600 1155 99.9 Turbine/Generator Full Power
01/07/02 1700 1155 99.9 Turbine/Generator Full Power
01/07/02 1800 1155 100 Turbine/Generator Full Power
01/07/02 1900 1155 100 Turbine/Generator Full Power
01/07/02 2000 1155 100 Turbine/Generator Full Power
01/07/02 2100 1155 100 Turbine/Generator Full Power
01/07/02 2200 1155 100 Turbine/Generator Full Power
01/07/02 2300 1155 100 Turbine/Generator Full Power
01/07/02 2400 1155 100 Turbine/Generator Full Power
01/08/02 0100 1155 100 Turbine/Generator Full Power
01/08/02 0200 1156 100 Turbine/Generator Full Power
01/08/02 0300 1155 100 Turbine/Generator Full Power
01/08/02 0400 1156 100 Turbine/Generator Full Power
01/08/02 0500 1156 100 Turbine/Generator Full Power
01/08/02 0600 1156 100 Turbine/Generator Full Power
01/08/02 0700 1156 100 Turbine/Generator Full Power
01/08/02 0800 1155 100 Turbine/Generator Full Power
01/08/02 0900 1155 100 Turbine/Generator Full Power
01/08/02 1000 1155 100 Turbine/Generator Full Power



01/08/02 1100 1155 100 Turbine/Generator Full Power
01/08/02 1200 1155 100 Turbine/Generator Full Power
01/08/02 1300 1155 99.9 Turbine/Generator Full Power
01/08/02 1400 1155 99.9 Turbine/Generator Full Power
01/08/02 1500 1156 100 Turbine/Generator Full Power
01/08/02 1600 1156 100 Turbine/Generator Full Power
01/08/02 1700 1156 100 Turbine/Generator Full Power
01/08/02 1800 1155 100 Turbine/Generator Full Power
01/08/02 1900 1155 100 Turbine/Generator Full Power
01/08/02 2000 1156 100 Turbine/Generator Full Power
01/08/02 2100 1155 100 Turbine/Generator Full Power
01/08/02 2200 1155 100 Turbine/Generator Full Power
01/08/02 2300 1156 100 Turbine/Generator Full Power
01/08/02 2400 1155 100 Turbine/Generator Full Power
01/09/02 0100 1156 100 Turbine/Generator Full Power
01/09/02 0200 1156 100 Turbine/Generator Full Power
01/09/02 0300 1156 100 Turbine/Generator Full Power
01/09/02 0400 1156 100 Turbine/Generator Full Power
01/09/02 0500 1156 100 Turbine/Generator Full Power
01/09/02 0600 1156 100 Turbine/Generator Full Power
01/09/02 0700 1156 100 Turbine/Generator Full Power
01/09/02 0800 1156 100 Turbine/Generator Full Power
01/09/02 0900 1156 100 Turbine/Generator Full Power
01/09/02 1000 1155 100 Turbine/Generator Full Power
01/09/02 1100 1155 100 Turbine/Generator Full Power
01/09/02 1200 1153 100 Turbine/Generator Full Power
01/09/02 1300 1154 100 Turbine/Generator Full Power
01/09/02 1400 1154 100 Turbine/Generator Full Power
01/09/02 1500 1154 100 Turbine/Generator Full Power
01/09/02 1600 1155 100 Turbine/Generator Full Power
01/09/02 1700 1155 100 Turbine/Generator Full Power
01/09/02 1800 1155 100 Turbine/Generator Full Power
01/09/02 1900 1155 100 Turbine/Generator Full Power
01/09/02 2000 1155 100 Turbine/Generator Full Power
01/09/02 2100 1155 100 Turbine/Generator Full Power
01/09/02 2200 1155 100 Turbine/Generator Full Power
01/09/02 2300 1155 100 Turbine/Generator Full Power
01/09/02 2400 1155 100 Turbine/Generator Full Power
01/10/02 0100 1156 100 Turbine/Generator Full Power
01/10/02 0200 1156 100 Turbine/Generator Full Power
01/10/02 0300 1156 100 Turbine/Generator Full Power
01/10/02 0400 1156 100 Turbine/Generator Full Power
01/10/02 0500 1156 100 Turbine/Generator Full Power
01/10/02 0600 1156 100 Turbine/Generator Full Power
01/10/02 0700 1156 100 Turbine/Generator Full Power
01/10/02 0800 1156 100 Turbine/Generator Full Power
01/10/02 0900 1156 100 Turbine/Generator Full Power
01/10/02 1000 1156 100 Turbine/Generator Full Power
01/10/02 1100 1156 100 Turbine/Generator Full Power
01/10/02 1200 1156 100 Turbine/Generator Full Power
01/10/02 1300 1156 100 Turbine/Generator Full Power
01/10/02 1400 1155 100 Turbine/Generator Full Power
01/10/02 1500 1155 100 Turbine/Generator Full Power
01/10/02 1600 1155 100 Turbine/Generator Full Power
01/10/02 1700 1155 100 Turbine/Generator Full Power
01/10/02 1800 1155 100 Turbine/Generator Full Power
01/10/02 1900 1156 100 Turbine/Generator Full Power
01/10/02 2000 1155 100 Turbine/Generator Full Power
01/10/02 2100 1156 100 Turbine/Generator Full Power
01/10/02 2200 1156 100 Turbine/Generator Full Power
01/10/02 2300 1156 100 Turbine/Generator Full Power
01/10/02 2400 1156 100 Turbine/Generator Full Power
01/11/02 0100 1155 100 Turbine/Generator Full Power



01/11/02 0200 1155 100 Turbine/Generator Full Power
01/11/02 0300 1155 100 Turbine/Generator Full Power
01/11/02 0400 1155 100 Turbine/Generator Full Power
01/11/02 0500 1155 100 Turbine/Generator Full Power
01/11/02 0600 1155 100 Turbine/Generator Full Power
01/11/02 0700 1155 100 Turbine/Generator Full Power
01/11/02 0800 1155 100 Turbine/Generator Full Power
01/11/02 0900 1155 100 Turbine/Generator Full Power
01/11/02 1000 1155 100 Turbine/Generator Full Power
01/11/02 1100 1155 100 Turbine/Generator Full Power
01/11/02 1200 1155 100 Turbine/Generator Full Power
01/11/02 1300 1155 100 Turbine/Generator Full Power
01/11/02 1400 1155 100 Turbine/Generator Full Power
01/11/02 1500 1154 100 Turbine/Generator Full Power
01/11/02 1600 1155 100 Turbine/Generator Full Power
01/11/02 1700 1155 100 Turbine/Generator Full Power
01/11/02 1800 1155 100 Turbine/Generator Full Power
01/11/02 1900 1155 100 Turbine/Generator Full Power
01/11/02 2000 1155 99.9 Turbine/Generator Full Power
01/11/02 2100 1155 100 Turbine/Generator Full Power
01/11/02 2200 1155 99.9 Turbine/Generator Full Power
01/11/02 2300 1155 100 Turbine/Generator Full Power
01/11/02 2400 1155 99.9 Turbine/Generator Full Power
01/12/02 0100 1155 100 Turbine/Generator Full Power
01/12/02 0200 1154 100 Turbine/Generator Full Power
01/12/02 0300 1155 99.9 Turbine/Generator Full Power
01/12/02 0400 1154 99.9 Turbine/Generator Full Power
01/12/02 0500 1154 100 Turbine/Generator Full Power
01/12/02 0600 1155 100 Turbine/Generator Full Power
01/12/02 0700 1155 100 Turbine/Generator Full Power
01/12/02 0800 1155 100 Turbine/Generator Full Power
01/12/02 0900 1155 100 Turbine/Generator Full Power
01/12/02 1000 1155 100 Turbine/Generator Full Power
01/12/02 1100 1155 100 Turbine/Generator Full Power
01/12/02 1200 1155 100 Turbine/Generator Full Power
01/12/02 1300 1154 99.9 Turbine/Generator Full Power
01/12/02 1400 1154 100 Turbine/Generator Full Power
01/12/02 1500 1154 99.9 Turbine/Generator Full Power
01/12/02 1600 1154 100 Turbine/Generator Full Power
01/12/02 1700 1154 100 Turbine/Generator Full Power
01/12/02 1800 1154 100 Turbine/Generator Full Power
01/12/02 1900 1155 100 Turbine/Generator Full Power
01/12/02 2000 1155 100 Turbine/Generator Full Power
01/12/02 2100 1154 99.9 Turbine/Generator Full Power
01/12/02 2200 1155 100 Turbine/Generator Full Power
01/12/02 2300 1155 100 Turbine/Generator Full Power
01/12/02 2400 1154 100 Turbine/Generator Full Power
01/13/02 0100 1155 99.9 Turbine/Generator Full Power
01/13/02 0200 1154 99.9 Turbine/Generator Full Power
01/13/02 0300 1155 100 Turbine/Generator Full Power
01/13/02 0400 1155 100 Turbine/Generator Full Power
01/13/02 0500 1155 100 Turbine/Generator Full Power
01/13/02 0600 1155 100 Turbine/Generator Full Power
01/13/02 0700 1155 100 Turbine/Generator Full Power
01/13/02 0800 1155 100 Turbine/Generator Full Power
01/13/02 0900 1155 100 Turbine/Generator Full Power
01/13/02 1000 1155 99.9 Turbine/Generator Full Power
01/13/02 1100 1155 100 Turbine/Generator Full Power
01/13/02 1200 1155 100 Turbine/Generator Full Power
01/13/02 1300 1155 100 Turbine/Generator Full Power
01/13/02 1400 1154 100 Turbine/Generator Full Power
01/13/02 1500 1154 100 Turbine/Generator Full Power
01/13/02 1600 1154 100 Turbine/Generator Full Power



01/13/02 1700 1154 100 Turbine/Generator Full Power
01/13/02 1800 1154 100 Turbine/Generator Full Power
01/13/02 1900 1155 99.9 Turbine/Generator Full Power
01/13/02 2000 1155 100 Turbine/Generator Full Power
01/13/02 2100 1155 100 Turbine/Generator Full Power
01/13/02 2200 1155 100 Turbine/Generator Full Power
01/13/02 2300 1155 100 Turbine/Generator Full Power
01/13/02 2400 1155 100 Turbine/Generator Full Power
01/14/02 0100 1155 100 Turbine/Generator Full Power
01/14/02 0200 1155 100 Turbine/Generator Full Power
01/14/02 0300 1155 100 Turbine/Generator Full Power
01/14/02 0400 1155 100 Turbine/Generator Full Power
01/14/02 0500 1156 100 Turbine/Generator Full Power
01/14/02 0600 1156 100 Turbine/Generator Full Power
01/14/02 0700 1156 100 Turbine/Generator Full Power
01/14/02 0800 1156 100 Turbine/Generator Full Power
01/14/02 0900 1156 100 Turbine/Generator Full Power
01/14/02 1000 1156 100 Turbine/Generator Full Power
01/14/02 1100 1156 100 Turbine/Generator Full Power
01/14/02 1200 1156 100 Turbine/Generator Full Power
01/14/02 1300 1156 100 Turbine/Generator Full Power
01/14/02 1400 1155 100 Turbine/Generator Full Power
01/14/02 1500 1156 100 Turbine/Generator Full Power
01/14/02 1600 1155 100 Turbine/Generator Full Power
01/14/02 1700 1155 100 Turbine/Generator Full Power
01/14/02 1800 1155 100 Turbine/Generator Full Power
01/14/02 1900 1155 100 Turbine/Generator Full Power
01/14/02 2000 1155 99.9 Turbine/Generator Full Power
01/14/02 2100 1155 100 Turbine/Generator Full Power
01/14/02 2200 1155 100 Turbine/Generator Full Power
01/14/02 2300 1155 100 Turbine/Generator Full Power
01/14/02 2400 1155 99.9 Turbine/Generator Full Power
01/15/02 0100 1156 100 Turbine/Generator Full Power
01/15/02 0200 1156 100 Turbine/Generator Full Power
01/15/02 0300 1156 100 Turbine/Generator Full Power
01/15/02 0400 1156 100 Turbine/Generator Full Power
01/15/02 0500 1156 100 Turbine/Generator Full Power
01/15/02 0600 1156 100 Turbine/Generator Full Power
01/15/02 0700 1156 100 Turbine/Generator Full Power
01/15/02 0800 1156 100 Turbine/Generator Full Power
01/15/02 0900 1156 100 Turbine/Generator Full Power
01/15/02 1000 1156 100 Turbine/Generator Full Power
01/15/02 1100 1156 100 Turbine/Generator Full Power
01/15/02 1200 1156 100 Turbine/Generator Full Power
01/15/02 1300 1156 100 Turbine/Generator Full Power
01/15/02 1400 1156 100 Turbine/Generator Full Power
01/15/02 1500 1156 100 Turbine/Generator Full Power
01/15/02 1600 1155 100 Turbine/Generator Full Power
01/15/02 1700 1155 100 Turbine/Generator Full Power
01/15/02 1800 1156 100 Turbine/Generator Full Power
01/15/02 1900 1156 100 Turbine/Generator Full Power
01/15/02 2000 1156 100 Turbine/Generator Full Power
01/15/02 2100 1156 100 Turbine/Generator Full Power
01/15/02 2200 1156 100 Turbine/Generator Full Power
01/15/02 2300 1156 100 Turbine/Generator Full Power
01/15/02 2400 1156 100 Turbine/Generator Full Power
01/16/02 0100 1156 100 Turbine/Generator Full Power
01/16/02 0200 1156 100 Turbine/Generator Full Power
01/16/02 0300 1155 100 Turbine/Generator Full Power
01/16/02 0400 1156 100 Turbine/Generator Full Power
01/16/02 0500 1156 100 Turbine/Generator Full Power
01/16/02 0600 1156 100 Turbine/Generator Full Power
01/16/02 0700 1156 100 Turbine/Generator Full Power



01/16/02 0800 1156 100 Turbine/Generator Full Power
01/16/02 0900 1157 100 Turbine/Generator Full Power
01/16/02 1000 1156 100 Turbine/Generator Full Power
01/16/02 1100 1155 100 Turbine/Generator Full Power
01/16/02 1200 1155 100 Turbine/Generator Full Power
01/16/02 1300 1155 99.9 Turbine/Generator Full Power
01/16/02 1400 1155 100 Turbine/Generator Full Power
01/16/02 1500 1155 100 Turbine/Generator Full Power
01/16/02 1600 1155 100 Turbine/Generator Full Power
01/16/02 1700 1154 100 Turbine/Generator Full Power
01/16/02 1800 1154 99.9 Turbine/Generator Full Power
01/16/02 1900 1156 100 Turbine/Generator Full Power
01/16/02 2000 1155 99.9 Turbine/Generator Full Power
01/16/02 2100 1155 100 Turbine/Generator Full Power
01/16/02 2200 1155 100 Turbine/Generator Full Power
01/16/02 2300 1155 100 Turbine/Generator Full Power
01/16/02 2400 1155 100 Turbine/Generator Full Power
01/17/02 0100 1155 100 Turbine/Generator Full Power
01/17/02 0200 1155 99.9 Turbine/Generator Full Power
01/17/02 0300 1155 100 Turbine/Generator Full Power
01/17/02 0400 1155 100 Turbine/Generator Full Power
01/17/02 0500 1155 100 Turbine/Generator Full Power
01/17/02 0600 1156 100 Turbine/Generator Full Power
01/17/02 0700 1156 100 Turbine/Generator Full Power
01/17/02 0800 1156 100 Turbine/Generator Full Power
01/17/02 0900 1156 99.9 Turbine/Generator Full Power
01/17/02 1000 1156 99.9 Turbine/Generator Full Power
01/17/02 1100 1156 100 Turbine/Generator Full Power
01/17/02 1200 1156 100 Turbine/Generator Full Power
01/17/02 1300 1156 99.9 Turbine/Generator Full Power
01/17/02 1400 1156 100 Turbine/Generator Full Power
01/17/02 1500 1156 100 Turbine/Generator Full Power
01/17/02 1600 1156 100 Turbine/Generator Full Power
01/17/02 1700 1157 99.9 Turbine/Generator Full Power
01/17/02 1800 1156 100 Turbine/Generator Full Power
01/17/02 1900 1157 100 Turbine/Generator Full Power
01/17/02 2000 1155 100 Turbine/Generator Full Power
01/17/02 2100 1155 100 Turbine/Generator Full Power
01/17/02 2200 1156 100 Turbine/Generator Full Power
01/17/02 2300 1156 99.9 Turbine/Generator Full Power
01/17/02 2400 1155 100 Turbine/Generator Full Power
01/18/02 0100 1155 100 Turbine/Generator Full Power
01/18/02 0200 1155 100 Turbine/Generator Full Power
01/18/02 0300 1155 100 Turbine/Generator Full Power
01/18/02 0400 1155 100 Turbine/Generator Full Power
01/18/02 0500 1155 100 Turbine/Generator Full Power
01/18/02 0600 1155 100 Turbine/Generator Full Power
01/18/02 0700 1156 100 Turbine/Generator Full Power
01/18/02 0800 1156 99.9 Turbine/Generator Full Power
01/18/02 0900 1155 100 Turbine/Generator Full Power
01/18/02 1000 1155 99.9 Turbine/Generator Full Power
01/18/02 1100 1155 99.9 Turbine/Generator Full Power
01/18/02 1200 1155 100 Turbine/Generator Full Power
01/18/02 1300 1155 100 Turbine/Generator Full Power
01/18/02 1400 1156 100 Turbine/Generator Full Power
01/18/02 1500 1155 100 Turbine/Generator Full Power
01/18/02 1600 1156 99.9 Turbine/Generator Full Power
01/18/02 1700 1156 100 Turbine/Generator Full Power
01/18/02 1800 1156 99.9 Turbine/Generator Full Power
01/18/02 1900 1156 100 Turbine/Generator Full Power
01/18/02 2000 1155 100 Turbine/Generator Full Power
01/18/02 2100 1155 100 Turbine/Generator Full Power
01/18/02 2200 1156 100 Turbine/Generator Full Power



01/18/02 2300 1155 100 Turbine/Generator Full Power
01/18/02 2400 1155 100 Turbine/Generator Full Power
01/19/02 0100 1155 100 Turbine/Generator Full Power
01/19/02 0200 1156 99.9 Turbine/Generator Full Power
01/19/02 0300 1155 99.9 Turbine/Generator Full Power
01/19/02 0400 1156 100 Turbine/Generator Full Power
01/19/02 0500 1155 100 Turbine/Generator Full Power
01/19/02 0600 1155 100 Turbine/Generator Full Power
01/19/02 0700 1155 100 Turbine/Generator Full Power
01/19/02 0800 1155 100 Turbine/Generator Full Power
01/19/02 0900 1155 100 Turbine/Generator Full Power
01/19/02 1000 1155 100 Turbine/Generator Full Power
01/19/02 1100 1156 99.9 Turbine/Generator Full Power
01/19/02 1200 1155 100 Turbine/Generator Full Power
01/19/02 1300 1156 99.9 Turbine/Generator Full Power
01/19/02 1400 1156 99.9 Turbine/Generator Full Power
01/19/02 1500 1156 100 Turbine/Generator Full Power
01/19/02 1600 1156 99.9 Turbine/Generator Full Power
01/19/02 1700 1156 99.9 Turbine/Generator Full Power
01/19/02 1800 1156 99.9 Turbine/Generator Full Power
01/19/02 1900 1156 99.9 Turbine/Generator Full Power
01/19/02 2000 1157 100 Turbine/Generator Full Power
01/19/02 2100 1156 100 Turbine/Generator Full Power
01/19/02 2200 1156 100 Turbine/Generator Full Power
01/19/02 2300 1157 100 Turbine/Generator Full Power
01/19/02 2400 1156 100 Turbine/Generator Full Power
01/20/02 0100 1156 100 Turbine/Generator Full Power
01/20/02 0200 1155 100 Turbine/Generator Full Power
01/20/02 0300 1155 100 Turbine/Generator Full Power
01/20/02 0400 1155 99.9 Turbine/Generator Full Power
01/20/02 0500 1155 100 Turbine/Generator Full Power
01/20/02 0600 1156 100 Turbine/Generator Full Power
01/20/02 0700 1156 100 Turbine/Generator Full Power
01/20/02 0800 1156 100 Turbine/Generator Full Power
01/20/02 0900 1156 100 Turbine/Generator Full Power
01/20/02 1000 1155 100 Turbine/Generator Full Power
01/20/02 1100 1155 100 Turbine/Generator Full Power
01/20/02 1200 1156 99.9 Turbine/Generator Full Power
01/20/02 1300 1156 100 Turbine/Generator Full Power
01/20/02 1400 1156 100 Turbine/Generator Full Power
01/20/02 1500 1156 100 Turbine/Generator Full Power
01/20/02 1600 1155 100 Turbine/Generator Full Power
01/20/02 1700 1155 100 Turbine/Generator Full Power
01/20/02 1800 1156 100 Turbine/Generator Full Power
01/20/02 1900 1156 100 Turbine/Generator Full Power
01/20/02 2000 1158 100 Turbine/Generator Full Power
01/20/02 2100 1157 100 Turbine/Generator Full Power
01/20/02 2200 1157 100 Turbine/Generator Full Power
01/20/02 2300 1155 100 Turbine/Generator Full Power
01/20/02 2400 1156 100 Turbine/Generator Full Power
01/21/02 0100 1156 99.9 Turbine/Generator Full Power
01/21/02 0200 1156 100 Turbine/Generator Full Power
01/21/02 0300 1155 100 Turbine/Generator Full Power
01/21/02 0400 1156 99.9 Turbine/Generator Full Power
01/21/02 0500 1156 100 Turbine/Generator Full Power
01/21/02 0600 1156 100 Turbine/Generator Full Power
01/21/02 0700 1156 100 Turbine/Generator Full Power
01/21/02 0800 1156 99.9 Turbine/Generator Full Power
01/21/02 0900 1155 99.9 Turbine/Generator Full Power
01/21/02 1000 1156 100 Turbine/Generator Full Power
01/21/02 1100 1156 99.9 Turbine/Generator Full Power
01/21/02 1200 1156 100 Turbine/Generator Full Power
01/21/02 1300 1156 100 Turbine/Generator Full Power



01/21/02 1400 1156 100 Turbine/Generator Full Power
01/21/02 1500 1156 100 Turbine/Generator Full Power
01/21/02 1600 1156 100 Turbine/Generator Full Power
01/21/02 1700 1156 100 Turbine/Generator Full Power
01/21/02 1800 1156 100 Turbine/Generator Full Power
01/21/02 1900 1156 99.9 Turbine/Generator Full Power
01/21/02 2000 1156 100 Turbine/Generator Full Power
01/21/02 2100 1156 100 Turbine/Generator Full Power
01/21/02 2200 1157 100 Turbine/Generator Full Power
01/21/02 2300 1157 100 Turbine/Generator Full Power
01/21/02 2400 1157 100 Turbine/Generator Full Power
01/22/02 0100 1156 99.9 Turbine/Generator Full Power
01/22/02 0200 1156 100 Turbine/Generator Full Power
01/22/02 0300 1156 99.9 Turbine/Generator Full Power
01/22/02 0400 1156 100 Turbine/Generator Full Power
01/22/02 0500 1157 99.9 Turbine/Generator Full Power
01/22/02 0600 1155 99.9 Turbine/Generator Full Power
01/22/02 0700 1156 100 Turbine/Generator Full Power
01/22/02 0800 1156 100 Turbine/Generator Full Power
01/22/02 0900 1156 100 Turbine/Generator Full Power
01/22/02 1000 1156 99.9 Turbine/Generator Full Power
01/22/02 1100 1156 99.9 Turbine/Generator Full Power
01/22/02 1200 1156 100 Turbine/Generator Full Power
01/22/02 1300 1156 100 Turbine/Generator Full Power
01/22/02 1400 1156 100 Turbine/Generator Full Power
01/22/02 1500 1156 99.9 Turbine/Generator Full Power
01/22/02 1600 1157 100 Turbine/Generator Full Power
01/22/02 1700 1157 100 Turbine/Generator Full Power
01/22/02 1800 1157 99.9 Turbine/Generator Full Power
01/22/02 1900 1157 100 Turbine/Generator Full Power
01/22/02 2000 1157 100 Turbine/Generator Full Power
01/22/02 2100 1158 100 Turbine/Generator Full Power
01/22/02 2200 1157 99.9 Turbine/Generator Full Power
01/22/02 2300 1158 100 Turbine/Generator Full Power
01/22/02 2400 1157 100 Turbine/Generator Full Power
01/23/02 0100 1156 100 Turbine/Generator Full Power
01/23/02 0200 1156 100 Turbine/Generator Full Power
01/23/02 0300 1155 100 Turbine/Generator Full Power
01/23/02 0400 1156 100 Turbine/Generator Full Power
01/23/02 0500 1156 100 Turbine/Generator Full Power
01/23/02 0600 1156 99.9 Turbine/Generator Full Power
01/23/02 0700 1156 100 Turbine/Generator Full Power
01/23/02 0800 1156 100 Turbine/Generator Full Power
01/23/02 0900 1156 100 Turbine/Generator Full Power
01/23/02 1000 1156 100 Turbine/Generator Full Power
01/23/02 1100 1156 99.9 Turbine/Generator Full Power
01/23/02 1200 1156 100 Turbine/Generator Full Power
01/23/02 1300 1156 100 Turbine/Generator Full Power
01/23/02 1400 1156 100 Turbine/Generator Full Power
01/23/02 1500 1156 100 Turbine/Generator Full Power
01/23/02 1600 1156 100 Turbine/Generator Full Power
01/23/02 1700 1156 100 Turbine/Generator Full Power
01/23/02 1800 1156 100 Turbine/Generator Full Power
01/23/02 1900 1156 100 Turbine/Generator Full Power
01/23/02 2000 1157 100 Turbine/Generator Full Power
01/23/02 2100 1157 100 Turbine/Generator Full Power
01/23/02 2200 1156 100 Turbine/Generator Full Power
01/23/02 2300 1156 100 Turbine/Generator Full Power
01/23/02 2400 1157 100 Turbine/Generator Full Power
01/24/02 0100 1155 100 Turbine/Generator Full Power
01/24/02 0200 1155 99.9 Turbine/Generator Full Power
01/24/02 0300 1156 99.9 Turbine/Generator Full Power
01/24/02 0400 1155 100 Turbine/Generator Full Power



01/24/02 0500 1156 99.9 Turbine/Generator Full Power
01/24/02 0600 1157 100 Turbine/Generator Full Power
01/24/02 0700 1156 100 Turbine/Generator Full Power
01/24/02 0800 1156 99.9 Turbine/Generator Full Power
01/24/02 0900 1156 100 Turbine/Generator Full Power
01/24/02 1000 1156 100 Turbine/Generator Full Power
01/24/02 1100 1156 100 Turbine/Generator Full Power
01/24/02 1200 1156 100 Turbine/Generator Full Power
01/24/02 1300 1156 99.9 Turbine/Generator Full Power
01/24/02 1400 1156 100 Turbine/Generator Full Power
01/24/02 1500 1157 100.1 Turbine/Generator Full Power
01/24/02 1600 1156 100 Turbine/Generator Full Power
01/24/02 1700 1156 100.6 Turbine/Generator Full Power
01/24/02 1800 1156 100.7 Turbine/Generator Full Power
01/24/02 1900 1155 100.7 Turbine/Generator Full Power
01/24/02 2000 1157 100.6 Turbine/Generator Full Power
01/24/02 2100 1156 100.7 Turbine/Generator Full Power
01/24/02 2200 1155 100 Turbine/Generator Full Power
01/24/02 2300 1155 100 Turbine/Generator Full Power
01/24/02 2400 1155 100 Turbine/Generator Full Power
01/25/02 0100 1157 100 Turbine/Generator Full Power
01/25/02 0200 1157 100 Turbine/Generator Full Power
01/25/02 0300 1156 99.9 Turbine/Generator Full Power
01/25/02 0400 1156 100 Turbine/Generator Full Power
01/25/02 0500 1155 100 Turbine/Generator Full Power
01/25/02 0600 1156 100 Turbine/Generator Full Power
01/25/02 0700 1156 100 Turbine/Generator Full Power
01/25/02 0800 1155 100 Turbine/Generator Full Power
01/25/02 0900 1156 100 Turbine/Generator Full Power
01/25/02 1000 1156 100 Turbine/Generator Full Power
01/25/02 1100 1155 100 Turbine/Generator Full Power
01/25/02 1200 1155 100 Turbine/Generator Full Power
01/25/02 1300 1156 100 Turbine/Generator Full Power
01/25/02 1400 1155 99.9 Turbine/Generator Full Power
01/25/02 1500 1156 100 Turbine/Generator Full Power
01/25/02 1600 1155 99.9 Turbine/Generator Full Power
01/25/02 1700 1155 99.9 Turbine/Generator Full Power
01/25/02 1800 1157 100 Turbine/Generator Full Power
01/25/02 1900 1155 100 Turbine/Generator Full Power
01/25/02 2000 1155 100 Turbine/Generator Full Power
01/25/02 2100 1156 99.9 Turbine/Generator Full Power
01/25/02 2200 1156 100 Turbine/Generator Full Power
01/25/02 2300 1157 100 Turbine/Generator Full Power
01/25/02 2400 1155 100 Turbine/Generator Full Power
01/26/02 0100 1155 100 Turbine/Generator Full Power
01/26/02 0200 1157 100 Turbine/Generator Full Power
01/26/02 0300 1156 100 Turbine/Generator Full Power
01/26/02 0400 1156 99.9 Turbine/Generator Full Power
01/26/02 0500 1156 100 Turbine/Generator Full Power
01/26/02 0600 1157 100 Turbine/Generator Full Power
01/26/02 0700 1156 100 Turbine/Generator Full Power
01/26/02 0800 1156 100 Turbine/Generator Full Power
01/26/02 0900 1157 100 Turbine/Generator Full Power
01/26/02 1000 1156 100 Turbine/Generator Full Power
01/26/02 1100 1155 100 Turbine/Generator Full Power
01/26/02 1200 1155 100 Turbine/Generator Full Power
01/26/02 1300 1155 100 Turbine/Generator Full Power
01/26/02 1400 1155 100 Turbine/Generator Full Power
01/26/02 1500 1156 100 Turbine/Generator Full Power
01/26/02 1600 1156 100 Turbine/Generator Full Power
01/26/02 1700 1155 100 Turbine/Generator Full Power
01/26/02 1800 1155 99.9 Turbine/Generator Full Power
01/26/02 1900 1155 99.9 Turbine/Generator Full Power



01/26/02 2000 1156 99.9 Turbine/Generator Full Power
01/26/02 2100 1155 99.9 Turbine/Generator Full Power
01/26/02 2200 1155 99.9 Turbine/Generator Full Power
01/26/02 2300 1154 99.9 Turbine/Generator Full Power
01/26/02 2400 1154 100 Turbine/Generator Full Power
01/27/02 0100 1155 99.9 Turbine/Generator Full Power
01/27/02 0200 1155 100 Turbine/Generator Full Power
01/27/02 0300 1154 99.9 Turbine/Generator Full Power
01/27/02 0400 1156 100 Turbine/Generator Full Power
01/27/02 0500 1157 99.9 Turbine/Generator Full Power
01/27/02 0600 1155 100 Turbine/Generator Full Power
01/27/02 0700 1155 99.9 Turbine/Generator Full Power
01/27/02 0800 1155 100 Turbine/Generator Full Power
01/27/02 0900 1155 100 Turbine/Generator Full Power
01/27/02 1000 1155 99.9 Turbine/Generator Full Power
01/27/02 1100 1155 100 Turbine/Generator Full Power
01/27/02 1200 1155 100 Turbine/Generator Full Power
01/27/02 1300 1155 99.9 Turbine/Generator Full Power
01/27/02 1400 1155 100 Turbine/Generator Full Power
01/27/02 1500 1154 99.9 Turbine/Generator Full Power
01/27/02 1600 1154 99.9 Turbine/Generator Full Power
01/27/02 1700 1155 100 Turbine/Generator Full Power
01/27/02 1800 1156 99.9 Turbine/Generator Full Power
01/27/02 1900 1155 100 Turbine/Generator Full Power
01/27/02 2000 1156 99.9 Turbine/Generator Full Power
01/27/02 2100 1156 99.9 Turbine/Generator Full Power
01/27/02 2200 1156 99.9 Turbine/Generator Full Power
01/27/02 2300 1156 100 Turbine/Generator Full Power
01/27/02 2400 1155 100 Turbine/Generator Full Power
01/28/02 0100 1155 100 Turbine/Generator Full Power
01/28/02 0200 1155 100 Turbine/Generator Full Power
01/28/02 0300 1155 99.9 Turbine/Generator Full Power
01/28/02 0400 1154 100 Turbine/Generator Full Power
01/28/02 0500 1154 99.9 Turbine/Generator Full Power
01/28/02 0600 1155 99.9 Turbine/Generator Full Power
01/28/02 0700 1155 99.9 Turbine/Generator Full Power
01/28/02 0800 1155 100 Turbine/Generator Full Power
01/28/02 0900 1154 99.9 Turbine/Generator Full Power
01/28/02 1000 1156 99.9 Turbine/Generator Full Power
01/28/02 1100 1155 99.9 Turbine/Generator Full Power
01/28/02 1200 1156 99.9 Turbine/Generator Full Power
01/28/02 1300 1156 99.9 Turbine/Generator Full Power
01/28/02 1400 1155 100 Turbine/Generator Full Power
01/28/02 1500 1155 100 Turbine/Generator Full Power
01/28/02 1600 1155 99.9 Turbine/Generator Full Power
01/28/02 1700 1156 99.9 Turbine/Generator Full Power
01/28/02 1800 1156 100 Turbine/Generator Full Power
01/28/02 1900 1156 100 Turbine/Generator Full Power
01/28/02 2000 1155 100 Turbine/Generator Full Power
01/28/02 2100 1156 99.9 Turbine/Generator Full Power
01/28/02 2200 1156 100 Turbine/Generator Full Power
01/28/02 2300 1155 100 Turbine/Generator Full Power
01/28/02 2400 1156 100 Turbine/Generator Full Power
01/29/02 0100 1155 100 Turbine/Generator Full Power
01/29/02 0200 1155 101 Turbine/Generator Full Power
01/29/02 0300 1155 101 Turbine/Generator Full Power
01/29/02 0400 1155 101 Turbine/Generator Full Power
01/29/02 0500 1155 101 Turbine/Generator Full Power
01/29/02 0600 1156 100 Turbine/Generator Full Power
01/29/02 0700 1156 99.9 Turbine/Generator Full Power
01/29/02 0800 1156 100 Turbine/Generator Full Power
01/29/02 0900 1156 100 Turbine/Generator Full Power
01/29/02 1000 1156 100 Turbine/Generator Full Power



01/29/02 1100 1155 100 Turbine/Generator Full Power
01/29/02 1200 1155 100 Turbine/Generator Full Power
01/29/02 1300 1155 100 Turbine/Generator Full Power
01/29/02 1400 1155 99.9 Turbine/Generator Full Power
01/29/02 1500 1156 100 Turbine/Generator Full Power
01/29/02 1600 1155 99.9 Turbine/Generator Full Power
01/29/02 1700 1155 100 Turbine/Generator Full Power
01/29/02 1800 1155 99.9 Turbine/Generator Full Power
01/29/02 1900 1155 99.9 Turbine/Generator Full Power
01/29/02 2000 1155 99.9 Turbine/Generator Full Power
01/29/02 2100 1155 99.9 Turbine/Generator Full Power
01/29/02 2200 1155 99.9 Turbine/Generator Full Power
01/29/02 2300 1155 100 Turbine/Generator Full Power
01/29/02 2400 1155 100 Turbine/Generator Full Power
01/30/02 0100 1156 100 Turbine/Generator Full Power
01/30/02 0200 1156 99.9 Turbine/Generator Full Power
01/30/02 0300 1156 99.9 Turbine/Generator Full Power
01/30/02 0400 1156 99.9 Turbine/Generator Full Power
01/30/02 0500 1156 100 Turbine/Generator Full Power
01/30/02 0600 1155 99.9 Turbine/Generator Full Power
01/30/02 0700 1156 100 Turbine/Generator Full Power
01/30/02 0800 1158 100 Turbine/Generator Full Power
01/30/02 0900 1155 100 Turbine/Generator Full Power
01/30/02 1000 1155 100 Turbine/Generator Full Power
01/30/02 1100 1155 100 Turbine/Generator Full Power
01/30/02 1200 1155 100 Turbine/Generator Full Power
01/30/02 1300 1155 99.9 Turbine/Generator Full Power
01/30/02 1400 1155 99.9 Turbine/Generator Full Power
01/30/02 1500 1155 99.9 Turbine/Generator Full Power
01/30/02 1600 1155 99.9 Turbine/Generator Full Power
01/30/02 1700 1156 100 Turbine/Generator Full Power
01/30/02 1800 1155 100 Turbine/Generator Full Power
01/30/02 1900 1156 100 Turbine/Generator Full Power
01/30/02 2000 1156 100 Turbine/Generator Full Power
01/30/02 2100 1156 99.9 Turbine/Generator Full Power
01/30/02 2200 1156 100 Turbine/Generator Full Power
01/30/02 2300 1156 100 Turbine/Generator Full Power
01/30/02 2400 1156 99.8 Turbine/Generator Full Power
01/31/02 0100 1155 99.9 Turbine/Generator Full Power
01/31/02 0200 1155 99.9 Turbine/Generator Full Power
01/31/02 0300 1156 99.9 Turbine/Generator Full Power
01/31/02 0400 1156 100 Turbine/Generator Full Power
01/31/02 0500 1156 99.9 Turbine/Generator Full Power
01/31/02 0600 1156 100 Turbine/Generator Full Power
01/31/02 0700 1156 100 Turbine/Generator Full Power
01/31/02 0800 1157 100 Turbine/Generator Full Power
01/31/02 0900 1156 100 Turbine/Generator Full Power
01/31/02 1000 1156 100 Turbine/Generator Full Power
01/31/02 1100 1156 100 Turbine/Generator Full Power
01/31/02 1200 1156 100 Turbine/Generator Full Power
01/31/02 1300 1156 100 Turbine/Generator Full Power
01/31/02 1400 1155 100 Turbine/Generator Full Power
01/31/02 1500 1156 100 Turbine/Generator Full Power
01/31/02 1600 1156 100 Turbine/Generator Full Power
01/31/02 1700 1156 100 Turbine/Generator Full Power
01/31/02 1800 1155 99.9 Turbine/Generator Full Power
01/31/02 1900 1155 99.9 Turbine/Generator Full Power
01/31/02 2000 1156 100 Turbine/Generator Full Power
01/31/02 2100 1155 100 Turbine/Generator Full Power
01/31/02 2200 1156 99.9 Turbine/Generator Full Power
01/31/02 2300 1155 100 Turbine/Generator Full Power
01/31/02 2400 1155 99.9 Turbine/Generator Full Power
02/01/02 0100 1155 99.9 Turbine/Generator Full Power



02/01/02 0200 1155 99.9 Turbine/Generator Full Power
02/01/02 0300 1155 99.9 Turbine/Generator Full Power
02/01/02 0400 1155 100 Turbine/Generator Full Power
02/01/02 0500 1154 99.9 Turbine/Generator Full Power
02/01/02 0600 1155 100 Turbine/Generator Full Power
02/01/02 0700 1157 99.9 Turbine/Generator Full Power
02/01/02 0800 1155 99.9 Turbine/Generator Full Power
02/01/02 0900 1156 99.9 Turbine/Generator Full Power
02/01/02 1000 1156 100 Turbine/Generator Full Power
02/01/02 1100 1157 100 Turbine/Generator Full Power
02/01/02 1200 1155 100 Turbine/Generator Full Power
02/01/02 1300 1156 100 Turbine/Generator Full Power
02/01/02 1400 1157 99.9 Turbine/Generator Full Power
02/01/02 1500 1155 99.9 Turbine/Generator Full Power
02/01/02 1600 1156 99.9 Turbine/Generator Full Power
02/01/02 1700 1156 99.9 Turbine/Generator Full Power
02/01/02 1800 1155 99.9 Turbine/Generator Full Power
02/01/02 1900 1155 100 Turbine/Generator Full Power
02/01/02 2000 1156 99.9 Turbine/Generator Full Power
02/01/02 2100 1155 100 Turbine/Generator Full Power
02/01/02 2200 1156 100 Turbine/Generator Full Power
02/01/02 2300 1156 99.9 Turbine/Generator Full Power
02/01/02 2400 1155 100 Turbine/Generator Full Power
02/02/02 0100 1155 99.9 Turbine/Generator Full Power
02/02/02 0200 1155 99.9 Turbine/Generator Full Power
02/02/02 0300 1156 100 Turbine/Generator Full Power
02/02/02 0400 1155 100 Turbine/Generator Full Power
02/02/02 0500 1156 100 Turbine/Generator Full Power
02/02/02 0600 1155 99.9 Turbine/Generator Full Power
02/02/02 0700 1155 100 Turbine/Generator Full Power
02/02/02 0800 1156 99.9 Turbine/Generator Full Power
02/02/02 0900 1155 99.9 Turbine/Generator Full Power
02/02/02 1000 1155 100 Turbine/Generator Full Power
02/02/02 1100 1156 100 Turbine/Generator Full Power
02/02/02 1200 1155 99.9 Turbine/Generator Full Power
02/02/02 1300 1156 99.9 Turbine/Generator Full Power
02/02/02 1400 1156 99.9 Turbine/Generator Full Power
02/02/02 1500 1155 100 Turbine/Generator Full Power
02/02/02 1600 1156 99.9 Turbine/Generator Full Power
02/02/02 1700 1158 100 Turbine/Generator Full Power
02/02/02 1800 1155 99.9 Turbine/Generator Full Power
02/02/02 1900 1155 99.9 Turbine/Generator Full Power
02/02/02 2000 1155 100 Turbine/Generator Full Power
02/02/02 2100 1155 100 Turbine/Generator Full Power
02/02/02 2200 1155 100 Turbine/Generator Full Power
02/02/02 2300 1154 100 Turbine/Generator Full Power
02/02/02 2400 1155 100 Turbine/Generator Full Power
02/03/02 0100 1155 100 Turbine/Generator Full Power
02/03/02 0200 1155 100 Turbine/Generator Full Power
02/03/02 0300 1155 100 Turbine/Generator Full Power
02/03/02 0400 1155 100 Turbine/Generator Full Power
02/03/02 0500 1156 100 Turbine/Generator Full Power
02/03/02 0600 1156 100 Turbine/Generator Full Power
02/03/02 0700 1155 100 Turbine/Generator Full Power
02/03/02 0800 1156 100 Turbine/Generator Full Power
02/03/02 0900 1154 100 Turbine/Generator Full Power
02/03/02 1000 1156 99.9 Turbine/Generator Full Power
02/03/02 1100 1156 100 Turbine/Generator Full Power
02/03/02 1200 1155 100 Turbine/Generator Full Power
02/03/02 1300 1155 100 Turbine/Generator Full Power
02/03/02 1400 1155 100 Turbine/Generator Full Power
02/03/02 1500 1155 100 Turbine/Generator Full Power
02/03/02 1600 1154 100 Turbine/Generator Full Power



02/03/02 1700 1154 100 Turbine/Generator Full Power
02/03/02 1800 1155 100 Turbine/Generator Full Power
02/03/02 1900 1156 100 Turbine/Generator Full Power
02/03/02 2000 1156 100 Turbine/Generator Full Power
02/03/02 2100 1157 100 Turbine/Generator Full Power
02/03/02 2200 1155 100 Turbine/Generator Full Power
02/03/02 2300 1155 100 Turbine/Generator Full Power
02/03/02 2400 1155 100 Turbine/Generator Full Power
02/04/02 0100 1155 100 Turbine/Generator Full Power
02/04/02 0200 1155 100 Turbine/Generator Full Power
02/04/02 0300 1156 100 Turbine/Generator Full Power
02/04/02 0400 1155 100 Turbine/Generator Full Power
02/04/02 0500 1156 100 Turbine/Generator Full Power
02/04/02 0600 1155 100 Turbine/Generator Full Power
02/04/02 0700 1155 99.9 Turbine/Generator Full Power
02/04/02 0800 1156 100 Turbine/Generator Full Power
02/04/02 0900 1155 100 Turbine/Generator Full Power
02/04/02 1000 1156 100 Turbine/Generator Full Power
02/04/02 1100 1156 100 Turbine/Generator Full Power
02/04/02 1200 1156 100 Turbine/Generator Full Power
02/04/02 1300 1156 100 Turbine/Generator Full Power
02/04/02 1400 1156 100 Turbine/Generator Full Power
02/04/02 1500 1156 100 Turbine/Generator Full Power
02/04/02 1600 1155 100 Turbine/Generator Full Power
02/04/02 1700 1155 100 Turbine/Generator Full Power
02/04/02 1800 1155 100 Turbine/Generator Full Power
02/04/02 1900 1155 100 Turbine/Generator Full Power
02/04/02 2000 1155 100 Turbine/Generator Full Power
02/04/02 2100 1155 100 Turbine/Generator Full Power
02/04/02 2200 1155 100 Turbine/Generator Full Power
02/04/02 2300 1155 100 Turbine/Generator Full Power
02/04/02 2400 1155 100 Turbine/Generator Full Power
02/05/02 0100 1155 100 Turbine/Generator Full Power
02/05/02 0200 1155 100 Turbine/Generator Full Power
02/05/02 0300 1156 100 Turbine/Generator Full Power
02/05/02 0400 1156 100 Turbine/Generator Full Power
02/05/02 0500 1156 100 Turbine/Generator Full Power
02/05/02 0600 1156 100 Turbine/Generator Full Power
02/05/02 0700 1156 100 Turbine/Generator Full Power
02/05/02 0800 1156 100 Turbine/Generator Full Power
02/05/02 0900 1156 100 Turbine/Generator Full Power
02/05/02 1000 1156 100 Turbine/Generator Full Power
02/05/02 1100 1156 100 Turbine/Generator Full Power
02/05/02 1200 1155 100 Turbine/Generator Full Power
02/05/02 1300 1155 100 Turbine/Generator Full Power
02/05/02 1400 1155 100 Turbine/Generator Full Power
02/05/02 1500 1155 100 Turbine/Generator Full Power
02/05/02 1600 1155 100 Turbine/Generator Full Power
02/05/02 1700 1155 100 Turbine/Generator Full Power
02/05/02 1800 1155 100 Turbine/Generator Full Power
02/05/02 1900 1155 100 Turbine/Generator Full Power
02/05/02 2000 1156 100 Turbine/Generator Full Power
02/05/02 2100 1155 100 Turbine/Generator Full Power
02/05/02 2200 1156 100 Turbine/Generator Full Power
02/05/02 2300 1156 100 Turbine/Generator Full Power
02/05/02 2400 1156 100 Turbine/Generator Full Power
02/06/02 0100 1156 100 Turbine/Generator Full Power
02/06/02 0200 1155 100 Turbine/Generator Full Power
02/06/02 0300 1155 100 Turbine/Generator Full Power
02/06/02 0400 1155 100 Turbine/Generator Full Power
02/06/02 0500 1156 100 Turbine/Generator Full Power
02/06/02 0600 1156 100 Turbine/Generator Full Power
02/06/02 0700 1156 100 Turbine/Generator Full Power



02/06/02 0800 1156 100 Turbine/Generator Full Power
02/06/02 0900 1156 99.9 Turbine/Generator Full Power
02/06/02 1000 1156 100 Turbine/Generator Full Power
02/06/02 1100 1156 100 Turbine/Generator Full Power
02/06/02 1200 1156 100 Turbine/Generator Full Power
02/06/02 1300 1155 99.9 Turbine/Generator Full Power
02/06/02 1400 1155 99.9 Turbine/Generator Full Power
02/06/02 1500 1155 99.9 Turbine/Generator Full Power
02/06/02 1600 1156 100 Turbine/Generator Full Power
02/06/02 1700 1156 100 Turbine/Generator Full Power
02/06/02 1800 1156 100 Turbine/Generator Full Power
02/06/02 1900 1156 100 Turbine/Generator Full Power
02/06/02 2000 1156 100 Turbine/Generator Full Power
02/06/02 2100 1156 100 Turbine/Generator Full Power
02/06/02 2200 1155 100 Turbine/Generator Full Power
02/06/02 2300 1155 100 Turbine/Generator Full Power
02/06/02 2400 1156 100 Turbine/Generator Full Power
02/07/02 0100 1156 100 Turbine/Generator Full Power
02/07/02 0200 1156 100 Turbine/Generator Full Power
02/07/02 0300 1156 100 Turbine/Generator Full Power
02/07/02 0400 1156 100 Turbine/Generator Full Power
02/07/02 0500 1156 100 Turbine/Generator Full Power
02/07/02 0600 1156 100 Turbine/Generator Full Power
02/07/02 0700 1156 100 Turbine/Generator Full Power
02/07/02 0800 1156 100 Turbine/Generator Full Power
02/07/02 0900 1156 100 Turbine/Generator Full Power
02/07/02 1000 1155 100 Turbine/Generator Full Power
02/07/02 1100 1155 100 Turbine/Generator Full Power
02/07/02 1200 1156 100 Turbine/Generator Full Power
02/07/02 1300 1156 100 Turbine/Generator Full Power
02/07/02 1400 1156 100 Turbine/Generator Full Power
02/07/02 1500 1155 100 Turbine/Generator Full Power
02/07/02 1600 1156 100 Turbine/Generator Full Power
02/07/02 1700 1156 100 Turbine/Generator Full Power
02/07/02 1800 1156 100 Turbine/Generator Full Power
02/07/02 1900 1156 100 Turbine/Generator Full Power
02/07/02 2000 1156 100 Turbine/Generator Full Power
02/07/02 2100 1156 100 Turbine/Generator Full Power
02/07/02 2200 1156 100 Turbine/Generator Full Power
02/07/02 2300 1155 100 Turbine/Generator Full Power
02/07/02 2400 1155 100 Turbine/Generator Full Power
02/08/02 0100 1155 100 Turbine/Generator Full Power
02/08/02 0200 1155 100 Turbine/Generator Full Power
02/08/02 0300 1155 100 Turbine/Generator Full Power
02/08/02 0400 1155 100 Turbine/Generator Full Power
02/08/02 0500 1155 100 Turbine/Generator Full Power
02/08/02 0600 1155 100 Turbine/Generator Full Power
02/08/02 0700 1155 99.9 Turbine/Generator Full Power
02/08/02 0800 1155 99.9 Turbine/Generator Full Power
02/08/02 0900 1154 100 Turbine/Generator Full Power
02/08/02 1000 1154 99.9 Turbine/Generator Full Power
02/08/02 1100 1155 100 Turbine/Generator Full Power
02/08/02 1200 1154 100 Turbine/Generator Full Power
02/08/02 1300 1155 100 Turbine/Generator Full Power
02/08/02 1400 1153 99.9 Turbine/Generator Full Power
02/08/02 1500 1155 100 Turbine/Generator Full Power
02/08/02 1600 1155 100 Turbine/Generator Full Power
02/08/02 1700 1155 100 Turbine/Generator Full Power
02/08/02 1800 1155 100 Turbine/Generator Full Power
02/08/02 1900 1156 100 Turbine/Generator Full Power
02/08/02 2000 1156 100 Turbine/Generator Full Power
02/08/02 2100 1156 100 Turbine/Generator Full Power
02/08/02 2200 1156 100 Turbine/Generator Full Power



02/08/02 2300 1156 100 Turbine/Generator Full Power
02/08/02 2400 1156 100 Turbine/Generator Full Power
02/09/02 0100 1156 100 Turbine/Generator Full Power
02/09/02 0200 1156 100 Turbine/Generator Full Power
02/09/02 0300 1156 100 Turbine/Generator Full Power
02/09/02 0400 1156 100 Turbine/Generator Full Power
02/09/02 0500 1155 100 Turbine/Generator Full Power
02/09/02 0600 1155 100 Turbine/Generator Full Power
02/09/02 0700 1155 100 Turbine/Generator Full Power
02/09/02 0800 1155 100 Turbine/Generator Full Power
02/09/02 0900 1155 100 Turbine/Generator Full Power
02/09/02 1000 1154 100 Turbine/Generator Full Power
02/09/02 1100 1155 100 Turbine/Generator Full Power
02/09/02 1200 1155 100 Turbine/Generator Full Power
02/09/02 1300 1155 100 Turbine/Generator Full Power
02/09/02 1400 1155 100 Turbine/Generator Full Power
02/09/02 1500 1155 100 Turbine/Generator Full Power
02/09/02 1600 1155 100 Turbine/Generator Full Power
02/09/02 1700 1155 100 Turbine/Generator Full Power
02/09/02 1800 1155 100 Turbine/Generator Full Power
02/09/02 1900 1155 100 Turbine/Generator Full Power
02/09/02 2000 1154 99.9 Turbine/Generator Full Power
02/09/02 2100 1155 100 Turbine/Generator Full Power
02/09/02 2200 1155 99.9 Turbine/Generator Full Power
02/09/02 2300 1154 99.9 Turbine/Generator Full Power
02/09/02 2400 1154 100 Turbine/Generator Full Power
02/10/02 0100 1154 100 Turbine/Generator Full Power
02/10/02 0200 1154 100 Turbine/Generator Full Power
02/10/02 0300 1154 100 Turbine/Generator Full Power
02/10/02 0400 1154 100 Turbine/Generator Full Power
02/10/02 0500 1155 100 Turbine/Generator Full Power
02/10/02 0600 1155 99.9 Turbine/Generator Full Power
02/10/02 0700 1155 100 Turbine/Generator Full Power
02/10/02 0800 1155 100 Turbine/Generator Full Power
02/10/02 0900 1155 100 Turbine/Generator Full Power
02/10/02 1000 1155 100 Turbine/Generator Full Power
02/10/02 1100 1154 100 Turbine/Generator Full Power
02/10/02 1200 1155 100 Turbine/Generator Full Power
02/10/02 1300 1154 100 Turbine/Generator Full Power
02/10/02 1400 1155 100 Turbine/Generator Full Power
02/10/02 1500 1155 100 Turbine/Generator Full Power
02/10/02 1600 1154 100 Turbine/Generator Full Power
02/10/02 1700 1155 100 Turbine/Generator Full Power
02/10/02 1800 1155 100 Turbine/Generator Full Power
02/10/02 1900 1155 100 Turbine/Generator Full Power
02/10/02 2000 1155 100 Turbine/Generator Full Power
02/10/02 2100 1155 100 Turbine/Generator Full Power
02/10/02 2200 1155 99.9 Turbine/Generator Full Power
02/10/02 2300 1155 99.9 Turbine/Generator Full Power
02/10/02 2400 1155 99.9 Turbine/Generator Full Power
02/11/02 0100 1155 100 Turbine/Generator Full Power
02/11/02 0200 1155 100 Turbine/Generator Full Power
02/11/02 0300 1155 99.9 Turbine/Generator Full Power
02/11/02 0400 1155 99.9 Turbine/Generator Full Power
02/11/02 0500 1156 99.9 Turbine/Generator Full Power
02/11/02 0600 1155 100 Turbine/Generator Full Power
02/11/02 0700 1155 100 Turbine/Generator Full Power
02/11/02 0800 1155 100 Turbine/Generator Full Power
02/11/02 0900 1155 100 Turbine/Generator Full Power
02/11/02 1000 1155 100 Turbine/Generator Full Power
02/11/02 1100 1155 100 Turbine/Generator Full Power
02/11/02 1200 1155 100 Turbine/Generator Full Power
02/11/02 1300 1155 100 Turbine/Generator Full Power



02/11/02 1400 1156 100 Turbine/Generator Full Power
02/11/02 1500 1155 99.9 Turbine/Generator Full Power
02/11/02 1600 1155 100 Turbine/Generator Full Power
02/11/02 1700 1155 100 Turbine/Generator Full Power
02/11/02 1800 1155 100 Turbine/Generator Full Power
02/11/02 1900 1155 100 Turbine/Generator Full Power
02/11/02 2000 1155 100 Turbine/Generator Full Power
02/11/02 2100 1155 99.9 Turbine/Generator Full Power
02/11/02 2200 1155 99.9 Turbine/Generator Full Power
02/11/02 2300 1155 100 Turbine/Generator Full Power
02/11/02 2400 1155 100 Turbine/Generator Full Power
02/12/02 0100 1155 100 Turbine/Generator Full Power
02/12/02 0200 1155 100 Turbine/Generator Full Power
02/12/02 0300 1155 100 Turbine/Generator Full Power
02/12/02 0400 1156 100 Turbine/Generator Full Power
02/12/02 0500 1155 100 Turbine/Generator Full Power
02/12/02 0600 1156 100 Turbine/Generator Full Power
02/12/02 0700 1156 100 Turbine/Generator Full Power
02/12/02 0800 1156 100 Turbine/Generator Full Power
02/12/02 0900 1156 100 Turbine/Generator Full Power
02/12/02 1000 1156 100 Turbine/Generator Full Power
02/12/02 1100 1156 100 Turbine/Generator Full Power
02/12/02 1200 1156 100 Turbine/Generator Full Power
02/12/02 1300 1156 100 Turbine/Generator Full Power
02/12/02 1400 1156 100 Turbine/Generator Full Power
02/12/02 1500 1156 100 Turbine/Generator Full Power
02/12/02 1600 1156 100 Turbine/Generator Full Power
02/12/02 1700 1156 100 Turbine/Generator Full Power
02/12/02 1800 1156 100 Turbine/Generator Full Power
02/12/02 1900 1156 100 Turbine/Generator Full Power
02/12/02 2000 1156 100 Turbine/Generator Full Power
02/12/02 2100 1156 100 Turbine/Generator Full Power
02/12/02 2200 1156 100 Turbine/Generator Full Power
02/12/02 2300 1156 100 Turbine/Generator Full Power
02/12/02 2400 1155 100 Turbine/Generator Full Power
02/13/02 0100 1155 100 Turbine/Generator Full Power
02/13/02 0200 1155 100 Turbine/Generator Full Power
02/13/02 0300 1155 100 Turbine/Generator Full Power
02/13/02 0400 1155 100 Turbine/Generator Full Power
02/13/02 0500 1156 100 Turbine/Generator Full Power
02/13/02 0600 1156 100 Turbine/Generator Full Power
02/13/02 0700 1156 100 Turbine/Generator Full Power
02/13/02 0800 1155 100 Turbine/Generator Full Power
02/13/02 0900 1155 100 Turbine/Generator Full Power
02/13/02 1000 1156 100 Turbine/Generator Full Power
02/13/02 1100 1155 100 Turbine/Generator Full Power
02/13/02 1200 1156 100 Turbine/Generator Full Power
02/13/02 1300 1155 100 Turbine/Generator Full Power
02/13/02 1400 1155 100 Turbine/Generator Full Power
02/13/02 1500 1155 100 Turbine/Generator Full Power
02/13/02 1600 1155 100 Turbine/Generator Full Power
02/13/02 1700 1156 100 Turbine/Generator Full Power
02/13/02 1800 1155 100 Turbine/Generator Full Power
02/13/02 1900 1155 100 Turbine/Generator Full Power
02/13/02 2000 1155 100 Turbine/Generator Full Power
02/13/02 2100 1155 100 Turbine/Generator Full Power
02/13/02 2200 1155 100 Turbine/Generator Full Power
02/13/02 2300 1155 100 Turbine/Generator Full Power
02/13/02 2400 1156 100 Turbine/Generator Full Power
02/14/02 0100 1155 100 Turbine/Generator Full Power
02/14/02 0200 1155 100 Turbine/Generator Full Power
02/14/02 0300 1155 100 Turbine/Generator Full Power
02/14/02 0400 1155 100 Turbine/Generator Full Power



02/14/02 0500 1155 100 Turbine/Generator Full Power
02/14/02 0600 1155 100 Turbine/Generator Full Power
02/14/02 0700 1155 100 Turbine/Generator Full Power
02/14/02 0800 1155 100 Turbine/Generator Full Power
02/14/02 0900 1155 100 Turbine/Generator Full Power
02/14/02 1000 1155 100 Turbine/Generator Full Power
02/14/02 1100 1156 100 Turbine/Generator Full Power
02/14/02 1200 1155 100 Turbine/Generator Full Power
02/14/02 1300 1155 100 Turbine/Generator Full Power
02/14/02 1400 1155 100 Turbine/Generator Full Power
02/14/02 1500 1155 100 Turbine/Generator Full Power
02/14/02 1600 1155 100 Turbine/Generator Full Power
02/14/02 1700 1153 99.9 17:00 planned ramp-down to address resetting of 
02/14/02 1800 1020 87.7 Steam Generator low-level trip setpoints.
02/14/02 1900 928 80.6 ramp-down
02/14/02 2000 827 73.7 ramp-down
02/14/02 2100 746 67 ramp-down
02/14/02 2200 657 60.2 ramp-down
02/14/02 2300 631 57.8 22:28 ramp-down complete at 58% RX power.
02/14/02 2400 634 57.9 hold at 58%
02/15/02 0100 634 58 hold at 58%
02/15/02 0200 636 58.1 hold at 58%
02/15/02 0300 635 58 hold at 58%
02/15/02 0400 636 58.1 hold at 58%
02/15/02 0500 634 57.9 hold at 58%
02/15/02 0600 635 58 hold at 58%
02/15/02 0700 636 58.3 hold at 58%
02/15/02 0800 636 58.2 hold at 58%
02/15/02 0900 637 58.3 hold at 58%
02/15/02 1000 636 58.1 hold at 58%
02/15/02 1100 636 58.1 hold at 58%
02/15/02 1200 636 58.3 hold at 58%
02/15/02 1300 636 58.2 hold at 58%
02/15/02 1400 655 61 hold at 58%
02/15/02 1500 708 64.4 15:22 Started Ramp-up to full-power.
02/15/02 1600 784 69.3 ramp-up to full-power
02/15/02 1700 944 81.6 ramp-up to full-power
02/15/02 1800 1080 92.5 ramp-up to full-power
02/15/02 1900 1108 95.9 ramp-up to full-power
02/15/02 2000 1108 96.1 ramp-up to full-power
02/15/02 2100 1113 96.4 ramp-up to full-power
02/15/02 2200 1113 96.4 ramp-up to full-power
02/15/02 2300 1112 96.2 ramp-up to full-power
02/15/02 2400 1145 99.3 ramp-up to full-power
02/16/02 0100 1154 99.9 100% RX & TG
02/16/02 0200 1154 100 Turbine/Generator Full Power
02/16/02 0300 1154 100 Turbine/Generator Full Power
02/16/02 0400 1155 99.9 Turbine/Generator Full Power
02/16/02 0500 1155 100 Turbine/Generator Full Power
02/16/02 0600 1155 100 Turbine/Generator Full Power
02/16/02 0700 1154 100 Turbine/Generator Full Power
02/16/02 0800 1155 100 Turbine/Generator Full Power
02/16/02 0900 1155 100 Turbine/Generator Full Power
02/16/02 1000 1152 99.8 Turbine/Generator Full Power
02/16/02 1100 1153 99.9 Turbine/Generator Full Power
02/16/02 1200 1154 100 Turbine/Generator Full Power
02/16/02 1300 1155 100 Turbine/Generator Full Power
02/16/02 1400 1154 100 Turbine/Generator Full Power
02/16/02 1500 1155 100 Turbine/Generator Full Power
02/16/02 1600 1155 100 Turbine/Generator Full Power
02/16/02 1700 1156 100 Turbine/Generator Full Power
02/16/02 1800 1156 100 Turbine/Generator Full Power
02/16/02 1900 1157 100 Turbine/Generator Full Power



02/16/02 2000 1155 100 Turbine/Generator Full Power
02/16/02 2100 1155 100 Turbine/Generator Full Power
02/16/02 2200 1155 100 Turbine/Generator Full Power
02/16/02 2300 1155 100 Turbine/Generator Full Power
02/16/02 2400 1155 100 Turbine/Generator Full Power
02/17/02 0100 1155 100 Turbine/Generator Full Power
02/17/02 0200 1155 100 Turbine/Generator Full Power
02/17/02 0300 1155 100 Turbine/Generator Full Power
02/17/02 0400 1155 100 Turbine/Generator Full Power
02/17/02 0500 1155 100 Turbine/Generator Full Power
02/17/02 0600 1156 100 Turbine/Generator Full Power
02/17/02 0700 1156 100 Turbine/Generator Full Power
02/17/02 0800 1156 100 Turbine/Generator Full Power
02/17/02 0900 1155 100 Turbine/Generator Full Power
02/17/02 1000 1155 100 Turbine/Generator Full Power
02/17/02 1100 1155 100 Turbine/Generator Full Power
02/17/02 1200 1155 100 Turbine/Generator Full Power
02/17/02 1300 1154 100 Turbine/Generator Full Power
02/17/02 1400 1154 100 Turbine/Generator Full Power
02/17/02 1500 1154 100 Turbine/Generator Full Power
02/17/02 1600 1154 99.9 Turbine/Generator Full Power
02/17/02 1700 1155 100 Turbine/Generator Full Power
02/17/02 1800 1154 100 Turbine/Generator Full Power
02/17/02 1900 1154 100 Turbine/Generator Full Power
02/17/02 2000 1154 99.9 Turbine/Generator Full Power
02/17/02 2100 1155 100 Turbine/Generator Full Power
02/17/02 2200 1155 100 Turbine/Generator Full Power
02/17/02 2300 1155 100 Turbine/Generator Full Power
02/17/02 2400 1155 100 Turbine/Generator Full Power
02/18/02 0100 1155 100 Turbine/Generator Full Power
02/18/02 0200 1154 100 Turbine/Generator Full Power
02/18/02 0300 1154 100 Turbine/Generator Full Power
02/18/02 0400 1155 100 Turbine/Generator Full Power
02/18/02 0500 1154 100 Turbine/Generator Full Power
02/18/02 0600 1155 100 Turbine/Generator Full Power
02/18/02 0700 1155 100 Turbine/Generator Full Power
02/18/02 0800 1154 100 Turbine/Generator Full Power
02/18/02 0900 1154 100 Turbine/Generator Full Power
02/18/02 1000 1154 100 Turbine/Generator Full Power
02/18/02 1100 1154 100 Turbine/Generator Full Power
02/18/02 1200 1155 100 Turbine/Generator Full Power
02/18/02 1300 1155 100 Turbine/Generator Full Power
02/18/02 1400 1154 100 Turbine/Generator Full Power
02/18/02 1500 1154 100 Turbine/Generator Full Power
02/18/02 1600 1154 100 Turbine/Generator Full Power
02/18/02 1700 1154 99.9 Turbine/Generator Full Power
02/18/02 1800 1154 99.9 Turbine/Generator Full Power
02/18/02 1900 1154 100 Turbine/Generator Full Power
02/18/02 2000 1154 100 Turbine/Generator Full Power
02/18/02 2100 1154 100 Turbine/Generator Full Power
02/18/02 2200 1154 100 Turbine/Generator Full Power
02/18/02 2300 1154 100 Turbine/Generator Full Power
02/18/02 2400 1154 100 Turbine/Generator Full Power
02/19/02 0100 1154 100 Turbine/Generator Full Power
02/19/02 0200 1154 100 Turbine/Generator Full Power
02/19/02 0300 1154 100 Turbine/Generator Full Power
02/19/02 0400 1154 100 Turbine/Generator Full Power
02/19/02 0500 1154 100 Turbine/Generator Full Power
02/19/02 0600 1155 100 Turbine/Generator Full Power
02/19/02 0700 1155 100 Turbine/Generator Full Power
02/19/02 0800 1155 100 Turbine/Generator Full Power
02/19/02 0900 1155 99.9 Turbine/Generator Full Power
02/19/02 1000 1154 100 Turbine/Generator Full Power



02/19/02 1100 1154 100 Turbine/Generator Full Power
02/19/02 1200 1153 100 Turbine/Generator Full Power
02/19/02 1300 1154 100 Turbine/Generator Full Power
02/19/02 1400 1154 100 Turbine/Generator Full Power
02/19/02 1500 1154 100 Turbine/Generator Full Power
02/19/02 1600 1154 100 Turbine/Generator Full Power
02/19/02 1700 1154 100 Turbine/Generator Full Power
02/19/02 1800 1153 100 Turbine/Generator Full Power
02/19/02 1900 1154 100 Turbine/Generator Full Power
02/19/02 2000 1154 100 Turbine/Generator Full Power
02/19/02 2100 1154 100 Turbine/Generator Full Power
02/19/02 2200 1154 100 Turbine/Generator Full Power
02/19/02 2300 1154 100 Turbine/Generator Full Power
02/19/02 2400 1154 100 Turbine/Generator Full Power
02/20/02 0100 1154 100 Turbine/Generator Full Power
02/20/02 0200 1153 99.9 Turbine/Generator Full Power
02/20/02 0300 1156 99.9 Turbine/Generator Full Power
02/20/02 0400 1155 100 Turbine/Generator Full Power
02/20/02 0500 1155 100 Turbine/Generator Full Power
02/20/02 0600 1155 100 Turbine/Generator Full Power
02/20/02 0700 1155 100 Turbine/Generator Full Power
02/20/02 0800 1155 100 Turbine/Generator Full Power
02/20/02 0900 1154 100 Turbine/Generator Full Power
02/20/02 1000 1154 100 Turbine/Generator Full Power
02/20/02 1100 1155 100 Turbine/Generator Full Power
02/20/02 1200 1154 100 Turbine/Generator Full Power
02/20/02 1300 1155 100 Turbine/Generator Full Power
02/20/02 1400 1154 100 Turbine/Generator Full Power
02/20/02 1500 1154 100 Turbine/Generator Full Power
02/20/02 1600 1154 100 Turbine/Generator Full Power
02/20/02 1700 1155 99.9 Turbine/Generator Full Power
02/20/02 1800 1156 100 Turbine/Generator Full Power
02/20/02 1900 1156 100 Turbine/Generator Full Power
02/20/02 2000 1156 100 Turbine/Generator Full Power
02/20/02 2100 1155 100 Turbine/Generator Full Power
02/20/02 2200 1155 100 Turbine/Generator Full Power
02/20/02 2300 1155 100 Turbine/Generator Full Power
02/20/02 2400 1155 100 Turbine/Generator Full Power
02/21/02 0100 1155 100 Turbine/Generator Full Power
02/21/02 0200 1155 100 Turbine/Generator Full Power
02/21/02 0300 1156 100 Turbine/Generator Full Power
02/21/02 0400 1155 100 Turbine/Generator Full Power
02/21/02 0500 1155 100 Turbine/Generator Full Power
02/21/02 0600 1155 100 Turbine/Generator Full Power
02/21/02 0700 1155 100 Turbine/Generator Full Power
02/21/02 0800 1155 100 Turbine/Generator Full Power
02/21/02 0900 1155 100 Turbine/Generator Full Power
02/21/02 1000 1155 100 Turbine/Generator Full Power
02/21/02 1100 1155 100 Turbine/Generator Full Power
02/21/02 1200 1154 100 Turbine/Generator Full Power
02/21/02 1300 1154 100 Turbine/Generator Full Power
02/21/02 1400 1154 100 Turbine/Generator Full Power
02/21/02 1500 1154 100 Turbine/Generator Full Power
02/21/02 1600 1155 100 Turbine/Generator Full Power
02/21/02 1700 1152 100 Turbine/Generator Full Power
02/21/02 1800 1154 99.9 Turbine/Generator Full Power
02/21/02 1900 1153 100 Turbine/Generator Full Power
02/21/02 2000 1153 100 Turbine/Generator Full Power
02/21/02 2100 1153 100 Turbine/Generator Full Power
02/21/02 2200 1154 100 Turbine/Generator Full Power
02/21/02 2300 1154 100 Turbine/Generator Full Power
02/21/02 2400 1152 100 Turbine/Generator Full Power
02/22/02 0100 1153 100 Turbine/Generator Full Power



02/22/02 0200 1154 100 Turbine/Generator Full Power
02/22/02 0300 1153 100 Turbine/Generator Full Power
02/22/02 0400 1155 100 Turbine/Generator Full Power
02/22/02 0500 1155 100 Turbine/Generator Full Power
02/22/02 0600 1154 100 Turbine/Generator Full Power
02/22/02 0700 1154 100 Turbine/Generator Full Power
02/22/02 0800 1154 99.9 Turbine/Generator Full Power
02/22/02 0900 1154 99.9 Turbine/Generator Full Power
02/22/02 1000 1154 100 Turbine/Generator Full Power
02/22/02 1100 1154 100 Turbine/Generator Full Power
02/22/02 1200 1154 100 Turbine/Generator Full Power
02/22/02 1300 1154 100 Turbine/Generator Full Power
02/22/02 1400 1153 100 Turbine/Generator Full Power
02/22/02 1500 1153 100 Turbine/Generator Full Power
02/22/02 1600 1153 100 Turbine/Generator Full Power
02/22/02 1700 1153 100 Turbine/Generator Full Power
02/22/02 1800 1153 100 Turbine/Generator Full Power
02/22/02 1900 1153 100 Turbine/Generator Full Power
02/22/02 2000 1153 100 Turbine/Generator Full Power
02/22/02 2100 1154 99.9 Turbine/Generator Full Power
02/22/02 2200 1153 100 Turbine/Generator Full Power
02/22/02 2300 1154 99.9 Turbine/Generator Full Power
02/22/02 2400 1154 99.9 Turbine/Generator Full Power
02/23/02 0100 1154 99.9 Turbine/Generator Full Power
02/23/02 0200 1154 100 Turbine/Generator Full Power
02/23/02 0300 1154 99.9 Turbine/Generator Full Power
02/23/02 0400 1154 100 Turbine/Generator Full Power
02/23/02 0500 1154 100 Turbine/Generator Full Power
02/23/02 0600 1156 100 Turbine/Generator Full Power
02/23/02 0700 1155 99.9 Turbine/Generator Full Power
02/23/02 0800 1154 99.9 Turbine/Generator Full Power
02/23/02 0900 1154 100 Turbine/Generator Full Power
02/23/02 1000 1154 99.9 Turbine/Generator Full Power
02/23/02 1100 1154 100 Turbine/Generator Full Power
02/23/02 1200 1154 100 Turbine/Generator Full Power
02/23/02 1300 1154 100 Turbine/Generator Full Power
02/23/02 1400 1154 100 Turbine/Generator Full Power
02/23/02 1500 1154 99.9 Turbine/Generator Full Power
02/23/02 1600 1153 99.9 Turbine/Generator Full Power
02/23/02 1700 1153 99.9 Turbine/Generator Full Power
02/23/02 1800 1154 100 Turbine/Generator Full Power
02/23/02 1900 1155 100 Turbine/Generator Full Power
02/23/02 2000 1155 100 Turbine/Generator Full Power
02/23/02 2100 1155 100 Turbine/Generator Full Power
02/23/02 2200 1155 100 Turbine/Generator Full Power
02/23/02 2300 1155 100 Turbine/Generator Full Power
02/23/02 2400 1156 100 Turbine/Generator Full Power
02/24/02 0100 1155 100 Turbine/Generator Full Power
02/24/02 0200 1155 100 Turbine/Generator Full Power
02/24/02 0300 1154 100 Turbine/Generator Full Power
02/24/02 0400 1155 100 Turbine/Generator Full Power
02/24/02 0500 1155 100 Turbine/Generator Full Power
02/24/02 0600 1156 100 Turbine/Generator Full Power
02/24/02 0700 1155 100 Turbine/Generator Full Power
02/24/02 0800 1155 100 Turbine/Generator Full Power
02/24/02 0900 1155 100 Turbine/Generator Full Power
02/24/02 1000 1155 100 Turbine/Generator Full Power
02/24/02 1100 1155 100 Turbine/Generator Full Power
02/24/02 1200 1155 100 Turbine/Generator Full Power
02/24/02 1300 1155 100 Turbine/Generator Full Power
02/24/02 1400 1156 99.9 Turbine/Generator Full Power
02/24/02 1500 1156 100 Turbine/Generator Full Power
02/24/02 1600 1156 100 Turbine/Generator Full Power



02/24/02 1700 1155 100 Turbine/Generator Full Power
02/24/02 1800 1155 100 Turbine/Generator Full Power
02/24/02 1900 1156 100 Turbine/Generator Full Power
02/24/02 2000 1156 100 Turbine/Generator Full Power
02/24/02 2100 1156 100 Turbine/Generator Full Power
02/24/02 2200 1156 100 Turbine/Generator Full Power
02/24/02 2300 1155 100 Turbine/Generator Full Power
02/24/02 2400 1155 100 Turbine/Generator Full Power
02/25/02 0100 1155 100 Turbine/Generator Full Power
02/25/02 0200 1155 100 Turbine/Generator Full Power
02/25/02 0300 1155 100 Turbine/Generator Full Power
02/25/02 0400 1156 100 Turbine/Generator Full Power
02/25/02 0500 1155 100 Turbine/Generator Full Power
02/25/02 0600 1156 100 Turbine/Generator Full Power
02/25/02 0700 1156 100 Turbine/Generator Full Power
02/25/02 0800 1155 100 Turbine/Generator Full Power
02/25/02 0900 1155 100 Turbine/Generator Full Power
02/25/02 1000 1155 100 Turbine/Generator Full Power
02/25/02 1100 1155 100 Turbine/Generator Full Power
02/25/02 1200 1155 100 Turbine/Generator Full Power
02/25/02 1300 1154 100 Turbine/Generator Full Power
02/25/02 1400 1154 100 Turbine/Generator Full Power
02/25/02 1500 1154 100 Turbine/Generator Full Power
02/25/02 1600 1154 100 Turbine/Generator Full Power
02/25/02 1700 1155 100 Turbine/Generator Full Power
02/25/02 1800 1155 100 Turbine/Generator Full Power
02/25/02 1900 1156 100 Turbine/Generator Full Power
02/25/02 2000 1156 100 Turbine/Generator Full Power
02/25/02 2100 1156 100 Turbine/Generator Full Power
02/25/02 2200 1154 100 Turbine/Generator Full Power
02/25/02 2300 1155 100 Turbine/Generator Full Power
02/25/02 2400 1154 100 Turbine/Generator Full Power
02/26/02 0100 1156 100 Turbine/Generator Full Power
02/26/02 0200 1155 100 Turbine/Generator Full Power
02/26/02 0300 1155 100 Turbine/Generator Full Power
02/26/02 0400 1154 100 Turbine/Generator Full Power
02/26/02 0500 1154 100 Turbine/Generator Full Power
02/26/02 0600 1155 100 Turbine/Generator Full Power
02/26/02 0700 1154 100 Turbine/Generator Full Power
02/26/02 0800 1155 100 Turbine/Generator Full Power
02/26/02 0900 1155 100 Turbine/Generator Full Power
02/26/02 1000 1154 100 Turbine/Generator Full Power
02/26/02 1100 1154 100 Turbine/Generator Full Power
02/26/02 1200 1152 99.9 Turbine/Generator Full Power
02/26/02 1300 1152 99.9 Turbine/Generator Full Power
02/26/02 1400 1153 100 Turbine/Generator Full Power
02/26/02 1500 1153 100 Turbine/Generator Full Power
02/26/02 1600 1153 100 Turbine/Generator Full Power
02/26/02 1700 1154 100 Turbine/Generator Full Power
02/26/02 1800 1154 100 Turbine/Generator Full Power
02/26/02 1900 1153 100 Turbine/Generator Full Power
02/26/02 2000 1154 100 Turbine/Generator Full Power
02/26/02 2100 1154 100 Turbine/Generator Full Power
02/26/02 2200 1154 101.2 Turbine/Generator Full Power
02/26/02 2300 1154 101.1 Turbine/Generator Full Power
02/26/02 2400 1154 101.1 Turbine/Generator Full Power
02/27/02 0100 1154 100 Turbine/Generator Full Power
02/27/02 0200 1153 99.9 Turbine/Generator Full Power
02/27/02 0300 1153 99.9 Turbine/Generator Full Power
02/27/02 0400 1153 100 Turbine/Generator Full Power
02/27/02 0500 1153 100 Turbine/Generator Full Power
02/27/02 0600 1156 99.9 Turbine/Generator Full Power
02/27/02 0700 1154 100 Turbine/Generator Full Power



02/27/02 0800 1154 100 Turbine/Generator Full Power
02/27/02 0900 1154 100 Turbine/Generator Full Power
02/27/02 1000 1154 99.9 Turbine/Generator Full Power
02/27/02 1100 1155 99.9 Turbine/Generator Full Power
02/27/02 1200 1154 100 Turbine/Generator Full Power
02/27/02 1300 1154 100 Turbine/Generator Full Power
02/27/02 1400 1154 100 Turbine/Generator Full Power
02/27/02 1500 1154 100 Turbine/Generator Full Power
02/27/02 1600 1154 100 Turbine/Generator Full Power
02/27/02 1700 1153 100 Turbine/Generator Full Power
02/27/02 1800 1154 100 Turbine/Generator Full Power
02/27/02 1900 1154 100 Turbine/Generator Full Power
02/27/02 2000 1154 100 Turbine/Generator Full Power
02/27/02 2100 1154 100 Turbine/Generator Full Power
02/27/02 2200 1154 100 Turbine/Generator Full Power
02/27/02 2300 1155 100 Turbine/Generator Full Power
02/27/02 2400 1154 100 Turbine/Generator Full Power
02/28/02 0100 1154 100 Turbine/Generator Full Power
02/28/02 0200 1154 100 Turbine/Generator Full Power
02/28/02 0300 1154 100 Turbine/Generator Full Power
02/28/02 0400 1154 100 Turbine/Generator Full Power
02/28/02 0500 1154 99.9 Turbine/Generator Full Power
02/28/02 0600 1153 100 Turbine/Generator Full Power
02/28/02 0700 1153 100 Turbine/Generator Full Power
02/28/02 0800 1153 100 Turbine/Generator Full Power
02/28/02 0900 1154 100 Turbine/Generator Full Power
02/28/02 1000 1153 100 Turbine/Generator Full Power
02/28/02 1100 1153 100 Turbine/Generator Full Power
02/28/02 1200 1153 100 Turbine/Generator Full Power
02/28/02 1300 1153 100 Turbine/Generator Full Power
02/28/02 1400 1153 100 Turbine/Generator Full Power
02/28/02 1500 1154 100 Turbine/Generator Full Power
02/28/02 1600 1153 100 Turbine/Generator Full Power
02/28/02 1700 1153 101.3 Turbine/Generator Full Power
02/28/02 1800 1153 100 Turbine/Generator Full Power
02/28/02 1900 1154 100 Turbine/Generator Full Power
02/28/02 2000 1154 100 Turbine/Generator Full Power
02/28/02 2100 1154 100 Turbine/Generator Full Power
02/28/02 2200 1155 100 Turbine/Generator Full Power
02/28/02 2300 1154 100 Turbine/Generator Full Power
02/28/02 2400 1154 100 Turbine/Generator Full Power
03/01/02 0100 1154 100 Turbine/Generator Full Power
03/01/02 0200 1153 99.9 Turbine/Generator Full Power
03/01/02 0300 1153 100 Turbine/Generator Full Power
03/01/02 0400 1152 99.9 Turbine/Generator Full Power
03/01/02 0500 1153 99.9 Turbine/Generator Full Power
03/01/02 0600 1154 100 Turbine/Generator Full Power
03/01/02 0700 1153 99.9 Turbine/Generator Full Power
03/01/02 0800 1154 100 Turbine/Generator Full Power
03/01/02 0900 1154 100 09:00 started planned reduction to perform STP R-7B
03/01/02 1000 1112 95.4        Determination of Moderator Temperature Coefficient
03/01/02 1100 1114 96.1 09:42 completed ramp-down; holding at 97% power
03/01/02 1200 1114 96.2 holding at reduced power
03/01/02 1300 1118 96.4 holding at reduced power
03/01/02 1400 1119 96.5 holding at reduced power
03/01/02 1500 1119 96.6 holding at reduced power
03/01/02 1600 1119 96.6 holding at reduced power
03/01/02 1700 1119 96.7 holding at reduced power
03/01/02 1800 1119 96.8 holding at reduced power
03/01/02 1900 1119 96.8 holding at reduced power
03/01/02 2000 1119 97 holding at reduced power
03/01/02 2100 1119 97 holding at reduced power
03/01/02 2200 1120 96.7 holding at reduced power



03/01/02 2300 1120 96.8 holding at reduced power
03/01/02 2400 1120 96.8 holding at reduced power
03/02/02 0100 1120 96.8 holding at reduced power
03/02/02 0200 1121 96.8 holding at reduced power
03/02/02 0300 1120 96.8 holding at reduced power
03/02/02 0400 1121 96.8 holding at reduced power
03/02/02 0500 1121 96.8 holding at reduced power
03/02/02 0600 1121 96.8 holding at reduced power
03/02/02 0700 1121 96.8 holding at reduced power
03/02/02 0800 1121 96.8 holding at reduced power
03/02/02 0900 1122 96.8 holding at reduced power
03/02/02 1000 1121 96.8 holding at reduced power
03/02/02 1100 1121 96.8 holding at reduced power
03/02/02 1200 1121 96.8 holding at reduced power
03/02/02 1300 1121 96.8 holding at reduced power
03/02/02 1400 1122 96.8 holding at reduced power
03/02/02 1500 1121 96.8 holding at reduced power
03/02/02 1600 1120 96.8 holding at reduced power
03/02/02 1700 1121 96.8 holding at reduced power
03/02/02 1800 1121 96.8 holding at reduced power
03/02/02 1900 1120 96.8 holding at reduced power
03/02/02 2000 1119 96.8 holding at reduced power
03/02/02 2100 1120 96.7 holding at reduced power
03/02/02 2200 1119 96.7 holding at reduced power
03/02/02 2300 1119 96.7 holding at reduced power
03/02/02 2400 1119 96.7 holding at reduced power
03/03/02 0100 1119 96.7 holding at reduced power
03/03/02 0200 1119 96.7 holding at reduced power
03/03/02 0300 1119 96.7 holding at reduced power
03/03/02 0400 1120 96.8 holding at reduced power
03/03/02 0500 1120 96.7 holding at reduced power
03/03/02 0600 1120 96.8 holding at reduced power
03/03/02 0700 1120 96.8 holding at reduced power
03/03/02 0800 1121 96.8 holding at reduced power
03/03/02 0900 1120 96.8 holding at reduced power
03/03/02 1000 1120 96.8 holding at reduced power
03/03/02 1100 1115 96.8 holding at reduced power
03/03/02 1200 1115 96.8 holding at reduced power
03/03/02 1300 1115 96.6 holding at reduced power
03/03/02 1400 1118 96.8 holding at reduced power
03/03/02 1500 1120 96.8 holding at reduced power
03/03/02 1600 1120 96.8 holding at reduced power
03/03/02 1700 1131 97.9 17:00 (approx) started ramp-up to full power
03/03/02 1800 1132 98.1 ramp-up
03/03/02 1900 1131 98.1 ramp-up
03/03/02 2000 1138 98.3 ramp-up
03/03/02 2100 1150 99.7 100%
03/03/02 2200 1152 99.9 Turbine/Generator Full Power
03/03/02 2300 1153 99.9 Turbine/Generator Full Power
03/03/02 2400 1152 99.9 Turbine/Generator Full Power
03/04/02 0100 1152 99.9 Turbine/Generator Full Power
03/04/02 0200 1151 99.8 Turbine/Generator Full Power
03/04/02 0300 1152 99.8 Turbine/Generator Full Power
03/04/02 0400 1152 99.8 Turbine/Generator Full Power
03/04/02 0500 1152 99.9 Turbine/Generator Full Power
03/04/02 0600 1152 99.9 Turbine/Generator Full Power
03/04/02 0700 1152 99.9 Turbine/Generator Full Power
03/04/02 0800 1153 99.9 Turbine/Generator Full Power
03/04/02 0900 1153 99.9 Turbine/Generator Full Power
03/04/02 1000 1152 99.8 Turbine/Generator Full Power
03/04/02 1100 1150 99.9 Turbine/Generator Full Power
03/04/02 1200 1152 99.9 Turbine/Generator Full Power
03/04/02 1300 1152 99.8 Turbine/Generator Full Power



03/04/02 1400 1152 99.9 Turbine/Generator Full Power
03/04/02 1500 1153 99.9 Turbine/Generator Full Power
03/04/02 1600 1154 100 Turbine/Generator Full Power
03/04/02 1700 1154 99.9 Turbine/Generator Full Power
03/04/02 1800 1154 99.9 Turbine/Generator Full Power
03/04/02 1900 1154 99.9 Turbine/Generator Full Power
03/04/02 2000 1154 100 Turbine/Generator Full Power
03/04/02 2100 1154 100 Turbine/Generator Full Power
03/04/02 2200 1154 100 Turbine/Generator Full Power
03/04/02 2300 1155 100 Turbine/Generator Full Power
03/04/02 2400 1154 100 Turbine/Generator Full Power
03/05/02 0100 1154 100 Turbine/Generator Full Power
03/05/02 0200 1154 100 Turbine/Generator Full Power
03/05/02 0300 1154 100 Turbine/Generator Full Power
03/05/02 0400 1154 100 Turbine/Generator Full Power
03/05/02 0500 1154 100 Turbine/Generator Full Power
03/05/02 0600 1154 100 Turbine/Generator Full Power
03/05/02 0700 1154 100 Turbine/Generator Full Power
03/05/02 0800 1154 100 Turbine/Generator Full Power
03/05/02 0900 1154 100 Turbine/Generator Full Power
03/05/02 1000 1154 100 Turbine/Generator Full Power
03/05/02 1100 1154 100 Turbine/Generator Full Power
03/05/02 1200 1154 100 Turbine/Generator Full Power
03/05/02 1300 1154 100 Turbine/Generator Full Power
03/05/02 1400 1153 99.9 Turbine/Generator Full Power
03/05/02 1500 1154 99.9 Turbine/Generator Full Power
03/05/02 1600 1154 100 Turbine/Generator Full Power
03/05/02 1700 1154 100 Turbine/Generator Full Power
03/05/02 1800 1155 100 Turbine/Generator Full Power
03/05/02 1900 1155 100 Turbine/Generator Full Power
03/05/02 2000 1154 100 Turbine/Generator Full Power
03/05/02 2100 1153 100 Turbine/Generator Full Power
03/05/02 2200 1153 100 Turbine/Generator Full Power
03/05/02 2300 1154 100 Turbine/Generator Full Power
03/05/02 2400 1154 100 Turbine/Generator Full Power
03/06/02 0100 1153 100 Turbine/Generator Full Power
03/06/02 0200 1154 100 Turbine/Generator Full Power
03/06/02 0300 1154 100 Turbine/Generator Full Power
03/06/02 0400 1153 100 Turbine/Generator Full Power
03/06/02 0500 1154 100 Turbine/Generator Full Power
03/06/02 0600 1154 100 Turbine/Generator Full Power
03/06/02 0700 1154 100 Turbine/Generator Full Power
03/06/02 0800 1154 100 Turbine/Generator Full Power
03/06/02 0900 1154 100 Turbine/Generator Full Power
03/06/02 1000 1154 100 Turbine/Generator Full Power
03/06/02 1100 1153 100 Turbine/Generator Full Power
03/06/02 1200 1153 100 Turbine/Generator Full Power
03/06/02 1300 1153 100 Turbine/Generator Full Power
03/06/02 1400 1153 100 Turbine/Generator Full Power
03/06/02 1500 1153 100 Turbine/Generator Full Power
03/06/02 1600 1153 100 Turbine/Generator Full Power
03/06/02 1700 1153 100 Turbine/Generator Full Power
03/06/02 1800 1153 100 Turbine/Generator Full Power
03/06/02 1900 1153 100 Turbine/Generator Full Power
03/06/02 2000 1154 100 Turbine/Generator Full Power
03/06/02 2100 1153 100 Turbine/Generator Full Power
03/06/02 2200 1153 100 Turbine/Generator Full Power
03/06/02 2300 1153 100 Turbine/Generator Full Power
03/06/02 2400 1153 100 Turbine/Generator Full Power
03/07/02 0100 1153 100 Turbine/Generator Full Power
03/07/02 0200 1155 99.9 Turbine/Generator Full Power
03/07/02 0300 1156 100 Turbine/Generator Full Power
03/07/02 0400 1156 99.9 Turbine/Generator Full Power



03/07/02 0500 1156 99.9 Turbine/Generator Full Power
03/07/02 0600 1156 100 Turbine/Generator Full Power
03/07/02 0700 1156 100 Turbine/Generator Full Power
03/07/02 0800 1156 100.4 Turbine/Generator Full Power
03/07/02 0900 1156 100.4 Turbine/Generator Full Power
03/07/02 1000 1156 100.4 Turbine/Generator Full Power
03/07/02 1100 1155 100.4 Turbine/Generator Full Power
03/07/02 1200 1155 100.5 Turbine/Generator Full Power
03/07/02 1300 1156 100.5 Turbine/Generator Full Power
03/07/02 1400 1155 100.5 Turbine/Generator Full Power
03/07/02 1500 1155 100.5 Turbine/Generator Full Power
03/07/02 1600 1154 100.4 Turbine/Generator Full Power
03/07/02 1700 1154 99.8 Turbine/Generator Full Power
03/07/02 1800 1152 99.7 Turbine/Generator Full Power
03/07/02 1900 1153 99.9 Turbine/Generator Full Power
03/07/02 2000 1153 99.9 Turbine/Generator Full Power
03/07/02 2100 1154 100 Turbine/Generator Full Power
03/07/02 2200 1154 100 Turbine/Generator Full Power
03/07/02 2300 1154 100 Turbine/Generator Full Power
03/07/02 2400 1154 100 Turbine/Generator Full Power
03/08/02 0100 1154 99.9 Turbine/Generator Full Power
03/08/02 0200 1153 100 Turbine/Generator Full Power
03/08/02 0300 1153 100 Turbine/Generator Full Power
03/08/02 0400 1154 100 Turbine/Generator Full Power
03/08/02 0500 1154 100 Turbine/Generator Full Power
03/08/02 0600 1154 100 Turbine/Generator Full Power
03/08/02 0700 1154 99.9 Turbine/Generator Full Power
03/08/02 0800 1154 100 Turbine/Generator Full Power
03/08/02 0900 1154 99.9 Turbine/Generator Full Power
03/08/02 1000 1154 100 Turbine/Generator Full Power
03/08/02 1100 1154 100 Turbine/Generator Full Power
03/08/02 1200 1154 100 Turbine/Generator Full Power
03/08/02 1300 1154 100 Turbine/Generator Full Power
03/08/02 1400 1154 100 Turbine/Generator Full Power
03/08/02 1500 1154 100 Turbine/Generator Full Power
03/08/02 1600 1154 100 Turbine/Generator Full Power
03/08/02 1700 1154 100 Turbine/Generator Full Power
03/08/02 1800 1154 100 Turbine/Generator Full Power
03/08/02 1900 1154 99.9 Turbine/Generator Full Power
03/08/02 2000 1154 99.9 Turbine/Generator Full Power
03/08/02 2100 1154 100 Turbine/Generator Full Power
03/08/02 2200 1154 100 Turbine/Generator Full Power
03/08/02 2300 1154 100 Turbine/Generator Full Power
03/08/02 2400 1154 100 Turbine/Generator Full Power
03/09/02 0100 1154 100 Turbine/Generator Full Power
03/09/02 0200 1154 100 Turbine/Generator Full Power
03/09/02 0300 1154 100 Turbine/Generator Full Power
03/09/02 0400 1154 100 Turbine/Generator Full Power
03/09/02 0500 1155 100 Turbine/Generator Full Power
03/09/02 0600 1155 100 Turbine/Generator Full Power
03/09/02 0700 1155 100 Turbine/Generator Full Power
03/09/02 0800 1155 99.9 Turbine/Generator Full Power
03/09/02 0900 1155 100 Turbine/Generator Full Power
03/09/02 1000 1154 100 Turbine/Generator Full Power
03/09/02 1100 1154 100 Turbine/Generator Full Power
03/09/02 1200 1154 100 Turbine/Generator Full Power
03/09/02 1300 1153 100 Turbine/Generator Full Power
03/09/02 1400 1153 100 Turbine/Generator Full Power
03/09/02 1500 1154 100 Turbine/Generator Full Power
03/09/02 1600 1154 100 Turbine/Generator Full Power
03/09/02 1700 1154 100 Turbine/Generator Full Power
03/09/02 1800 1154 100 Turbine/Generator Full Power
03/09/02 1900 1154 100 Turbine/Generator Full Power



03/09/02 2000 1154 99.9 Turbine/Generator Full Power
03/09/02 2100 1154 100 Turbine/Generator Full Power
03/09/02 2200 1154 100 Turbine/Generator Full Power
03/09/02 2300 1154 100 Turbine/Generator Full Power
03/09/02 2400 1154 100 Turbine/Generator Full Power
03/10/02 0100 1154 100 Turbine/Generator Full Power
03/10/02 0200 1154 100 Turbine/Generator Full Power
03/10/02 0300 1154 100 Turbine/Generator Full Power
03/10/02 0400 1154 99.9 Turbine/Generator Full Power
03/10/02 0500 1154 100 Turbine/Generator Full Power
03/10/02 0600 1154 99.9 Turbine/Generator Full Power
03/10/02 0700 1154 100 Turbine/Generator Full Power
03/10/02 0800 1154 100 Turbine/Generator Full Power
03/10/02 0900 1154 100 Turbine/Generator Full Power
03/10/02 1000 1154 99.9 Turbine/Generator Full Power
03/10/02 1100 1153 100 Turbine/Generator Full Power
03/10/02 1200 1153 100 Turbine/Generator Full Power
03/10/02 1300 1153 99.9 Turbine/Generator Full Power
03/10/02 1400 1153 99.9 Turbine/Generator Full Power
03/10/02 1500 1153 100 Turbine/Generator Full Power
03/10/02 1600 1154 100 Turbine/Generator Full Power
03/10/02 1700 1154 100 Turbine/Generator Full Power
03/10/02 1800 1154 100 Turbine/Generator Full Power
03/10/02 1900 1154 100 Turbine/Generator Full Power
03/10/02 2000 1154 99.9 Turbine/Generator Full Power
03/10/02 2100 1154 100 Turbine/Generator Full Power
03/10/02 2200 1154 100 Turbine/Generator Full Power
03/10/02 2300 1154 100 Turbine/Generator Full Power
03/10/02 2400 1154 100 Turbine/Generator Full Power
03/11/02 0100 1154 100 Turbine/Generator Full Power
03/11/02 0200 1154 100 Turbine/Generator Full Power
03/11/02 0300 1154 100 Turbine/Generator Full Power
03/11/02 0400 1154 100 Turbine/Generator Full Power
03/11/02 0500 1154 100 Turbine/Generator Full Power
03/11/02 0600 1155 100 Turbine/Generator Full Power
03/11/02 0700 1155 100 Turbine/Generator Full Power
03/11/02 0800 1155 100 Turbine/Generator Full Power
03/11/02 0900 1155 100 Turbine/Generator Full Power
03/11/02 1000 1156 100 Turbine/Generator Full Power
03/11/02 1100 1155 100 Turbine/Generator Full Power
03/11/02 1200 1156 100 Turbine/Generator Full Power
03/11/02 1300 1154 100 Turbine/Generator Full Power
03/11/02 1400 1153 100 Turbine/Generator Full Power
03/11/02 1500 1154 100 Turbine/Generator Full Power
03/11/02 1600 1154 100 Turbine/Generator Full Power
03/11/02 1700 1155 100 Turbine/Generator Full Power
03/11/02 1800 1154 100 Turbine/Generator Full Power
03/11/02 1900 1154 100 Turbine/Generator Full Power
03/11/02 2000 1155 100 Turbine/Generator Full Power
03/11/02 2100 1155 100 Turbine/Generator Full Power
03/11/02 2200 1155 100 Turbine/Generator Full Power
03/11/02 2300 1154 99.9 Turbine/Generator Full Power
03/11/02 2400 1154 100 Turbine/Generator Full Power
03/12/02 0100 1154 100 Turbine/Generator Full Power
03/12/02 0200 1154 100 Turbine/Generator Full Power
03/12/02 0300 1154 100 Turbine/Generator Full Power
03/12/02 0400 1154 100 Turbine/Generator Full Power
03/12/02 0500 1154 100 Turbine/Generator Full Power
03/12/02 0600 1155 99.9 Turbine/Generator Full Power
03/12/02 0700 1154 100 Turbine/Generator Full Power
03/12/02 0800 1155 100 Turbine/Generator Full Power
03/12/02 0900 1154 100 Turbine/Generator Full Power
03/12/02 1000 1155 100 Turbine/Generator Full Power



03/12/02 1100 1155 100 Turbine/Generator Full Power
03/12/02 1200 1155 99.9 Turbine/Generator Full Power
03/12/02 1300 1155 100 Turbine/Generator Full Power
03/12/02 1400 1154 100 Turbine/Generator Full Power
03/12/02 1500 1154 100 Turbine/Generator Full Power
03/12/02 1600 1154 100 Turbine/Generator Full Power
03/12/02 1700 1154 99.9 Turbine/Generator Full Power
03/12/02 1800 1154 99.9 Turbine/Generator Full Power
03/12/02 1900 1154 100 Turbine/Generator Full Power
03/12/02 2000 1154 100 Turbine/Generator Full Power
03/12/02 2100 1154 100 Turbine/Generator Full Power
03/12/02 2200 1155 99.9 Turbine/Generator Full Power
03/12/02 2300 1155 99.9 Turbine/Generator Full Power
03/12/02 2400 1155 100 Turbine/Generator Full Power
03/13/02 0100 1155 100 Turbine/Generator Full Power
03/13/02 0200 1155 99.9 Turbine/Generator Full Power
03/13/02 0300 1155 99.9 Turbine/Generator Full Power
03/13/02 0400 1155 100 Turbine/Generator Full Power
03/13/02 0500 1155 100 Turbine/Generator Full Power
03/13/02 0600 1155 100 Turbine/Generator Full Power
03/13/02 0700 1155 100 Turbine/Generator Full Power
03/13/02 0800 1155 100 Turbine/Generator Full Power
03/13/02 0900 1155 100 Turbine/Generator Full Power
03/13/02 1000 1155 99.9 Turbine/Generator Full Power
03/13/02 1100 1155 100 Turbine/Generator Full Power
03/13/02 1200 1155 100 Turbine/Generator Full Power
03/13/02 1300 1155 99.9 Turbine/Generator Full Power
03/13/02 1400 1155 100 Turbine/Generator Full Power
03/13/02 1500 1155 100 Turbine/Generator Full Power
03/13/02 1600 1155 100 Turbine/Generator Full Power
03/13/02 1700 1155 100 Turbine/Generator Full Power
03/13/02 1800 1155 100 Turbine/Generator Full Power
03/13/02 1900 1155 99.9 Turbine/Generator Full Power
03/13/02 2000 1155 100 Turbine/Generator Full Power
03/13/02 2100 1156 100 Turbine/Generator Full Power
03/13/02 2200 1156 100 Turbine/Generator Full Power
03/13/02 2300 1156 100 Turbine/Generator Full Power
03/13/02 2400 1156 100 Turbine/Generator Full Power
03/14/02 0100 1155 100 Turbine/Generator Full Power
03/14/02 0200 1155 99.9 Turbine/Generator Full Power
03/14/02 0300 1156 100 Turbine/Generator Full Power
03/14/02 0400 1156 100 Turbine/Generator Full Power
03/14/02 0500 1156 100 Turbine/Generator Full Power
03/14/02 0600 1155 100 Turbine/Generator Full Power
03/14/02 0700 1156 100 Turbine/Generator Full Power
03/14/02 0800 1155 99.9 Turbine/Generator Full Power
03/14/02 0900 1155 100 Turbine/Generator Full Power
03/14/02 1000 1154 100 Turbine/Generator Full Power
03/14/02 1100 1154 100 Turbine/Generator Full Power
03/14/02 1200 1154 100 Turbine/Generator Full Power
03/14/02 1300 1154 99.9 Turbine/Generator Full Power
03/14/02 1400 1156 100 Turbine/Generator Full Power
03/14/02 1500 1155 100 Turbine/Generator Full Power
03/14/02 1600 1157 100 Turbine/Generator Full Power
03/14/02 1700 1156 100 Turbine/Generator Full Power
03/14/02 1800 1156 100 Turbine/Generator Full Power
03/14/02 1900 1156 100 Turbine/Generator Full Power
03/14/02 2000 1156 99.9 Turbine/Generator Full Power
03/14/02 2100 1156 100 Turbine/Generator Full Power
03/14/02 2200 1156 100 Turbine/Generator Full Power
03/14/02 2300 1156 100 Turbine/Generator Full Power
03/14/02 2400 1155 100 Turbine/Generator Full Power
03/15/02 0100 1155 100 Turbine/Generator Full Power



03/15/02 0200 1155 99.9 Turbine/Generator Full Power
03/15/02 0300 1155 100 Turbine/Generator Full Power
03/15/02 0400 1155 100 Turbine/Generator Full Power
03/15/02 0500 1155 100 Turbine/Generator Full Power
03/15/02 0600 1156 100 Turbine/Generator Full Power
03/15/02 0700 1156 100 Turbine/Generator Full Power
03/15/02 0800 1155 100 Turbine/Generator Full Power
03/15/02 0900 1156 100 Turbine/Generator Full Power
03/15/02 1000 1156 100 Turbine/Generator Full Power
03/15/02 1100 1156 99.9 Turbine/Generator Full Power
03/15/02 1200 1156 100 Turbine/Generator Full Power
03/15/02 1300 1156 100 Turbine/Generator Full Power
03/15/02 1400 1155 99.9 Turbine/Generator Full Power
03/15/02 1500 1155 100 Turbine/Generator Full Power
03/15/02 1600 1156 100 Turbine/Generator Full Power
03/15/02 1700 1156 100 Turbine/Generator Full Power
03/15/02 1800 1156 100 Turbine/Generator Full Power
03/15/02 1900 1156 100 Turbine/Generator Full Power
03/15/02 2000 1155 99.9 Turbine/Generator Full Power
03/15/02 2100 1156 100 Turbine/Generator Full Power
03/15/02 2200 1156 100 Turbine/Generator Full Power
03/15/02 2300 1156 100 Turbine/Generator Full Power
03/15/02 2400 1156 100 Turbine/Generator Full Power
03/16/02 0100 1157 100 Turbine/Generator Full Power
03/16/02 0200 1156 100 Turbine/Generator Full Power
03/16/02 0300 1156 100 Turbine/Generator Full Power
03/16/02 0400 1156 100 Turbine/Generator Full Power
03/16/02 0500 1157 100 Turbine/Generator Full Power
03/16/02 0600 1156 99.9 Turbine/Generator Full Power
03/16/02 0700 1156 99.9 Turbine/Generator Full Power
03/16/02 0800 1156 100 Turbine/Generator Full Power
03/16/02 0900 1156 100 Turbine/Generator Full Power
03/16/02 1000 1156 100 Turbine/Generator Full Power
03/16/02 1100 1156 100 Turbine/Generator Full Power
03/16/02 1200 1156 100 Turbine/Generator Full Power
03/16/02 1300 1155 100 Turbine/Generator Full Power
03/16/02 1400 1155 100 Turbine/Generator Full Power
03/16/02 1500 1156 100 Turbine/Generator Full Power
03/16/02 1600 1156 100 Turbine/Generator Full Power
03/16/02 1700 1156 100 Turbine/Generator Full Power
03/16/02 1800 1156 100 Turbine/Generator Full Power
03/16/02 1900 1156 100 Turbine/Generator Full Power
03/16/02 2000 1156 100 Turbine/Generator Full Power
03/16/02 2100 1156 100 Turbine/Generator Full Power
03/16/02 2200 1157 100 Turbine/Generator Full Power
03/16/02 2300 1156 99.9 Turbine/Generator Full Power
03/16/02 2400 1156 100 Turbine/Generator Full Power
03/17/02 0100 1156 100 Turbine/Generator Full Power
03/17/02 0200 1156 100 Turbine/Generator Full Power
03/17/02 0300 1156 99.9 Turbine/Generator Full Power
03/17/02 0400 1156 100 Turbine/Generator Full Power
03/17/02 0500 1156 99.9 Turbine/Generator Full Power
03/17/02 0600 1156 100 Turbine/Generator Full Power
03/17/02 0700 1156 99.9 Turbine/Generator Full Power
03/17/02 0800 1156 99.9 Turbine/Generator Full Power
03/17/02 0900 1156 100 Turbine/Generator Full Power
03/17/02 1000 1155 99.9 Turbine/Generator Full Power
03/17/02 1100 1155 100 Turbine/Generator Full Power
03/17/02 1200 1155 100 Turbine/Generator Full Power
03/17/02 1300 1155 100 Turbine/Generator Full Power
03/17/02 1400 1156 100 Turbine/Generator Full Power
03/17/02 1500 1155 99.9 Turbine/Generator Full Power
03/17/02 1600 1155 99.9 Turbine/Generator Full Power



03/17/02 1700 1156 99.9 Turbine/Generator Full Power
03/17/02 1800 1156 100 Turbine/Generator Full Power
03/17/02 1900 1156 100 Turbine/Generator Full Power
03/17/02 2000 1156 99.9 Turbine/Generator Full Power
03/17/02 2100 1156 100 Turbine/Generator Full Power
03/17/02 2200 1157 100 Turbine/Generator Full Power
03/17/02 2300 1156 100 Turbine/Generator Full Power
03/17/02 2400 1156 100 Turbine/Generator Full Power
03/18/02 0100 1155 100 Turbine/Generator Full Power
03/18/02 0200 1156 100 Turbine/Generator Full Power
03/18/02 0300 1156 100 Turbine/Generator Full Power
03/18/02 0400 1155 100 Turbine/Generator Full Power
03/18/02 0500 1155 99.9 Turbine/Generator Full Power
03/18/02 0600 1156 100 Turbine/Generator Full Power
03/18/02 0700 1156 99.9 Turbine/Generator Full Power
03/18/02 0800 1156 100 Turbine/Generator Full Power
03/18/02 0900 1156 100 Turbine/Generator Full Power
03/18/02 1000 1156 99.9 Turbine/Generator Full Power
03/18/02 1100 1156 99.9 Turbine/Generator Full Power
03/18/02 1200 1156 100 Turbine/Generator Full Power
03/18/02 1300 1156 100 Turbine/Generator Full Power
03/18/02 1400 1156 99.9 Turbine/Generator Full Power
03/18/02 1500 1156 99.9 Turbine/Generator Full Power
03/18/02 1600 1155 99.9 Turbine/Generator Full Power
03/18/02 1700 1156 100 Turbine/Generator Full Power
03/18/02 1800 1156 99.9 Turbine/Generator Full Power
03/18/02 1900 1156 99.9 Turbine/Generator Full Power
03/18/02 2000 1156 99.9 Turbine/Generator Full Power
03/18/02 2100 1155 99.9 Turbine/Generator Full Power
03/18/02 2200 1155 100 Turbine/Generator Full Power
03/18/02 2300 1155 100 Turbine/Generator Full Power
03/18/02 2400 1157 100 Turbine/Generator Full Power
03/19/02 0100 1155 99.9 Turbine/Generator Full Power
03/19/02 0200 1156 100 Turbine/Generator Full Power
03/19/02 0300 1155 100 Turbine/Generator Full Power
03/19/02 0400 1155 100 Turbine/Generator Full Power
03/19/02 0500 1156 100 Turbine/Generator Full Power
03/19/02 0600 1156 99.9 Turbine/Generator Full Power
03/19/02 0700 1155 100 Turbine/Generator Full Power
03/19/02 0800 1155 99.9 Turbine/Generator Full Power
03/19/02 0900 1155 100 Turbine/Generator Full Power
03/19/02 1000 1155 99.9 Turbine/Generator Full Power
03/19/02 1100 1155 100 Turbine/Generator Full Power
03/19/02 1200 1155 99.9 Turbine/Generator Full Power
03/19/02 1300 1156 100 Turbine/Generator Full Power
03/19/02 1400 1155 99.9 Turbine/Generator Full Power
03/19/02 1500 1155 99.9 Turbine/Generator Full Power
03/19/02 1600 1154 100 Turbine/Generator Full Power
03/19/02 1700 1155 100 Turbine/Generator Full Power
03/19/02 1800 1155 100 Turbine/Generator Full Power
03/19/02 1900 1155 99.9 Turbine/Generator Full Power
03/19/02 2000 1155 100 Turbine/Generator Full Power
03/19/02 2100 1155 100 Turbine/Generator Full Power
03/19/02 2200 1155 100 Turbine/Generator Full Power
03/19/02 2300 1155 99.9 Turbine/Generator Full Power
03/19/02 2400 1155 99.9 Turbine/Generator Full Power
03/20/02 0100 1154 99.9 Turbine/Generator Full Power
03/20/02 0200 1156 100 Turbine/Generator Full Power
03/20/02 0300 1156 99.9 Turbine/Generator Full Power
03/20/02 0400 1154 99.9 Turbine/Generator Full Power
03/20/02 0500 1155 99.9 Turbine/Generator Full Power
03/20/02 0600 1155 99.9 Turbine/Generator Full Power
03/20/02 0700 1155 99.9 Turbine/Generator Full Power



03/20/02 0800 1154 99.9 Turbine/Generator Full Power
03/20/02 0900 1154 100 Turbine/Generator Full Power
03/20/02 1000 1154 100 Turbine/Generator Full Power
03/20/02 1100 1154 100 Turbine/Generator Full Power
03/20/02 1200 1155 100 Turbine/Generator Full Power
03/20/02 1300 1154 99.9 Turbine/Generator Full Power
03/20/02 1400 1154 99.9 Turbine/Generator Full Power
03/20/02 1500 1155 99.9 Turbine/Generator Full Power
03/20/02 1600 1155 99.9 Turbine/Generator Full Power
03/20/02 1700 1155 100 Turbine/Generator Full Power
03/20/02 1800 1155 100 Turbine/Generator Full Power
03/20/02 1900 1155 99.9 Turbine/Generator Full Power
03/20/02 2000 1155 99.9 Turbine/Generator Full Power
03/20/02 2100 1155 100 Turbine/Generator Full Power
03/20/02 2200 1155 99.9 Turbine/Generator Full Power
03/20/02 2300 1155 99.9 Turbine/Generator Full Power
03/20/02 2400 1155 99.9 Turbine/Generator Full Power
03/21/02 0100 1155 99.9 Turbine/Generator Full Power
03/21/02 0200 1154 99.9 Turbine/Generator Full Power
03/21/02 0300 1155 99.9 Turbine/Generator Full Power
03/21/02 0400 1155 100 Turbine/Generator Full Power
03/21/02 0500 1155 100 Turbine/Generator Full Power
03/21/02 0600 1155 100 Turbine/Generator Full Power
03/21/02 0700 1155 99.9 Turbine/Generator Full Power
03/21/02 0800 1155 99.9 Turbine/Generator Full Power
03/21/02 0900 1155 100 Turbine/Generator Full Power
03/21/02 1000 1155 100 Turbine/Generator Full Power
03/21/02 1100 1155 100 Turbine/Generator Full Power
03/21/02 1200 1155 99.9 Turbine/Generator Full Power
03/21/02 1300 1155 100 Turbine/Generator Full Power
03/21/02 1400 1155 99.9 Turbine/Generator Full Power
03/21/02 1500 1155 99.9 Turbine/Generator Full Power
03/21/02 1600 1155 99.9 Turbine/Generator Full Power
03/21/02 1700 1155 100 Turbine/Generator Full Power
03/21/02 1800 1155 100 Turbine/Generator Full Power
03/21/02 1900 1155 99.9 Turbine/Generator Full Power
03/21/02 2000 1155 99.9 Turbine/Generator Full Power
03/21/02 2100 1155 100 Turbine/Generator Full Power
03/21/02 2200 1155 100 Turbine/Generator Full Power
03/21/02 2300 1155 100 Turbine/Generator Full Power
03/21/02 2400 1155 100 Turbine/Generator Full Power
03/22/02 0100 1155 100 Turbine/Generator Full Power
03/22/02 0200 1155 99.9 Turbine/Generator Full Power
03/22/02 0300 1155 99.9 Turbine/Generator Full Power
03/22/02 0400 1155 100 Turbine/Generator Full Power
03/22/02 0500 1155 100 Turbine/Generator Full Power
03/22/02 0600 1155 99.9 Turbine/Generator Full Power
03/22/02 0700 1155 100 Turbine/Generator Full Power
03/22/02 0800 1155 100 Turbine/Generator Full Power
03/22/02 0900 1155 100 Turbine/Generator Full Power
03/22/02 1000 1156 100 Turbine/Generator Full Power
03/22/02 1100 1155 100 Turbine/Generator Full Power
03/22/02 1200 1155 100 Turbine/Generator Full Power
03/22/02 1300 1155 100 Turbine/Generator Full Power
03/22/02 1400 1155 100 Turbine/Generator Full Power
03/22/02 1500 1155 99.9 Turbine/Generator Full Power
03/22/02 1600 1156 100 Turbine/Generator Full Power
03/22/02 1700 1154 100 Turbine/Generator Full Power
03/22/02 1800 1154 100 Turbine/Generator Full Power
03/22/02 1900 1155 99.9 Turbine/Generator Full Power
03/22/02 2000 1155 100 Turbine/Generator Full Power
03/22/02 2100 1155 100 Turbine/Generator Full Power
03/22/02 2200 1155 100 Turbine/Generator Full Power



03/22/02 2300 1156 100 Turbine/Generator Full Power
03/22/02 2400 1156 100 Turbine/Generator Full Power
03/23/02 0100 1156 100 Turbine/Generator Full Power
03/23/02 0200 1156 100 Turbine/Generator Full Power
03/23/02 0300 1156 100 Turbine/Generator Full Power
03/23/02 0400 1155 100 Turbine/Generator Full Power
03/23/02 0500 1155 100 Turbine/Generator Full Power
03/23/02 0600 1155 100 Turbine/Generator Full Power
03/23/02 0700 1156 100 Turbine/Generator Full Power
03/23/02 0800 1155 100 Turbine/Generator Full Power
03/23/02 0900 1155 100 Turbine/Generator Full Power
03/23/02 1000 1155 100 Turbine/Generator Full Power
03/23/02 1100 1155 100 Turbine/Generator Full Power
03/23/02 1200 1155 100 Turbine/Generator Full Power
03/23/02 1300 1155 100 Turbine/Generator Full Power
03/23/02 1400 1155 100 Turbine/Generator Full Power
03/23/02 1500 1156 100 Turbine/Generator Full Power
03/23/02 1600 1156 100 Turbine/Generator Full Power
03/23/02 1700 1156 100 Turbine/Generator Full Power
03/23/02 1800 1155 100 Turbine/Generator Full Power
03/23/02 1900 1156 100 Turbine/Generator Full Power
03/23/02 2000 1155 100 Turbine/Generator Full Power
03/23/02 2100 1155 99.9 Turbine/Generator Full Power
03/23/02 2200 1155 100 Turbine/Generator Full Power
03/23/02 2300 1154 100 Turbine/Generator Full Power
03/23/02 2400 1155 100 Turbine/Generator Full Power
03/24/02 0100 1155 100 Turbine/Generator Full Power
03/24/02 0200 1156 100 Turbine/Generator Full Power
03/24/02 0300 1155 100 Turbine/Generator Full Power
03/24/02 0400 1155 100 Turbine/Generator Full Power
03/24/02 0500 1155 100 Turbine/Generator Full Power
03/24/02 0600 1156 100 Turbine/Generator Full Power
03/24/02 0700 1155 100 Turbine/Generator Full Power
03/24/02 0800 1155 100 Turbine/Generator Full Power
03/24/02 0900 1155 100 Turbine/Generator Full Power
03/24/02 1000 1155 100 Turbine/Generator Full Power
03/24/02 1100 1155 100 Turbine/Generator Full Power
03/24/02 1200 1155 100 Turbine/Generator Full Power
03/24/02 1300 1155 100 Turbine/Generator Full Power
03/24/02 1400 1156 100 Turbine/Generator Full Power
03/24/02 1500 1156 100 Turbine/Generator Full Power
03/24/02 1600 1156 100 Turbine/Generator Full Power
03/24/02 1700 1156 100 Turbine/Generator Full Power
03/24/02 1800 1156 100 Turbine/Generator Full Power
03/24/02 1900 1156 100 Turbine/Generator Full Power
03/24/02 2000 1155 100 Turbine/Generator Full Power
03/24/02 2100 1155 100 Turbine/Generator Full Power
03/24/02 2200 1156 100 Turbine/Generator Full Power
03/24/02 2300 1155 100 Turbine/Generator Full Power
03/24/02 2400 1155 100 Turbine/Generator Full Power
03/25/02 0100 1156 100 Turbine/Generator Full Power
03/25/02 0200 1155 100 Turbine/Generator Full Power
03/25/02 0300 1155 100 Turbine/Generator Full Power
03/25/02 0400 1156 100 Turbine/Generator Full Power
03/25/02 0500 1157 100 Turbine/Generator Full Power
03/25/02 0600 1156 100 Turbine/Generator Full Power
03/25/02 0700 1156 100 Turbine/Generator Full Power
03/25/02 0800 1157 100 Turbine/Generator Full Power
03/25/02 0900 1155 100 Turbine/Generator Full Power
03/25/02 1000 1155 100 Turbine/Generator Full Power
03/25/02 1100 1156 100 Turbine/Generator Full Power
03/25/02 1200 1156 100 Turbine/Generator Full Power
03/25/02 1300 1155 100 Turbine/Generator Full Power



03/25/02 1400 1155 100 Turbine/Generator Full Power
03/25/02 1500 1155 100 Turbine/Generator Full Power
03/25/02 1600 1154 100 Turbine/Generator Full Power
03/25/02 1700 1154 100 Turbine/Generator Full Power
03/25/02 1800 1155 100 Turbine/Generator Full Power
03/25/02 1900 1155 100 Turbine/Generator Full Power
03/25/02 2000 1155 100 Turbine/Generator Full Power
03/25/02 2100 1155 100 Turbine/Generator Full Power
03/25/02 2200 1155 100 Turbine/Generator Full Power
03/25/02 2300 1155 100 Turbine/Generator Full Power
03/25/02 2400 1155 99.9 Turbine/Generator Full Power
03/26/02 0100 1155 100 Turbine/Generator Full Power
03/26/02 0200 1155 99.9 Turbine/Generator Full Power
03/26/02 0300 1155 100 Turbine/Generator Full Power
03/26/02 0400 1155 99.9 Turbine/Generator Full Power
03/26/02 0500 1155 100 Turbine/Generator Full Power
03/26/02 0600 1155 100 Turbine/Generator Full Power
03/26/02 0700 1155 99.9 Turbine/Generator Full Power
03/26/02 0800 1155 100 Turbine/Generator Full Power
03/26/02 0900 1155 100 Turbine/Generator Full Power
03/26/02 1000 1155 99.9 Turbine/Generator Full Power
03/26/02 1100 1155 99.9 Turbine/Generator Full Power
03/26/02 1200 1155 99.9 Turbine/Generator Full Power
03/26/02 1300 1155 100 Turbine/Generator Full Power
03/26/02 1400 1155 100 Turbine/Generator Full Power
03/26/02 1500 1154 100 Turbine/Generator Full Power
03/26/02 1600 1155 99.9 Turbine/Generator Full Power
03/26/02 1700 1154 100 Turbine/Generator Full Power
03/26/02 1800 1154 100 Turbine/Generator Full Power
03/26/02 1900 1154 99.9 Turbine/Generator Full Power
03/26/02 2000 1154 100 Turbine/Generator Full Power
03/26/02 2100 1154 100 Turbine/Generator Full Power
03/26/02 2200 1154 100 Turbine/Generator Full Power
03/26/02 2300 1155 100 Turbine/Generator Full Power
03/26/02 2400 1155 100 Turbine/Generator Full Power
03/27/02 0100 1155 100 Turbine/Generator Full Power
03/27/02 0200 1155 99.9 Turbine/Generator Full Power
03/27/02 0300 1155 100 Turbine/Generator Full Power
03/27/02 0400 1155 99.9 Turbine/Generator Full Power
03/27/02 0500 1155 100 Turbine/Generator Full Power
03/27/02 0600 1155 99.9 Turbine/Generator Full Power
03/27/02 0700 1154 100 Turbine/Generator Full Power
03/27/02 0800 1155 99.9 Turbine/Generator Full Power
03/27/02 0900 1155 99.9 Turbine/Generator Full Power
03/27/02 1000 1154 100 Turbine/Generator Full Power
03/27/02 1100 1155 100 Turbine/Generator Full Power
03/27/02 1200 1155 100 Turbine/Generator Full Power
03/27/02 1300 1155 99.9 Turbine/Generator Full Power
03/27/02 1400 1154 100 Turbine/Generator Full Power
03/27/02 1500 1151 100 Turbine/Generator Full Power
03/27/02 1600 1153 100 Turbine/Generator Full Power
03/27/02 1700 1155 100 Turbine/Generator Full Power
03/27/02 1800 1154 100 Turbine/Generator Full Power
03/27/02 1900 1155 100 Turbine/Generator Full Power
03/27/02 2000 1154 100 Turbine/Generator Full Power
03/27/02 2100 1154 100 Turbine/Generator Full Power
03/27/02 2200 1155 99.9 Turbine/Generator Full Power
03/27/02 2300 1154 99.9 Turbine/Generator Full Power
03/27/02 2400 1155 99.9 Turbine/Generator Full Power
03/28/02 0100 1154 100 Turbine/Generator Full Power
03/28/02 0200 1154 99.9 Turbine/Generator Full Power
03/28/02 0300 1154 100 Turbine/Generator Full Power
03/28/02 0400 1154 99.9 Turbine/Generator Full Power



03/28/02 0500 1154 100 Turbine/Generator Full Power
03/28/02 0600 1155 99.9 Turbine/Generator Full Power
03/28/02 0700 1153 99.9 Turbine/Generator Full Power
03/28/02 0800 1153 100 Turbine/Generator Full Power
03/28/02 0900 1154 99.9 Turbine/Generator Full Power
03/28/02 1000 1155 99.9 Turbine/Generator Full Power
03/28/02 1100 1153 99.9 Turbine/Generator Full Power
03/28/02 1200 1155 99.9 Turbine/Generator Full Power
03/28/02 1300 1154 99.9 Turbine/Generator Full Power
03/28/02 1400 1153 99.9 Turbine/Generator Full Power
03/28/02 1500 1154 100 Turbine/Generator Full Power
03/28/02 1600 1153 99.9 Turbine/Generator Full Power
03/28/02 1700 1154 99.9 Turbine/Generator Full Power
03/28/02 1800 1154 99.9 Turbine/Generator Full Power
03/28/02 1900 1155 99.9 Turbine/Generator Full Power
03/28/02 2000 1155 99.9 Turbine/Generator Full Power
03/28/02 2100 1154 99.9 Turbine/Generator Full Power
03/28/02 2200 1155 100 Turbine/Generator Full Power
03/28/02 2300 1155 100 Turbine/Generator Full Power
03/28/02 2400 1155 100 Turbine/Generator Full Power
03/29/02 0100 1157 99.9 Turbine/Generator Full Power
03/29/02 0200 1154 99.9 Turbine/Generator Full Power
03/29/02 0300 1155 99.9 Turbine/Generator Full Power
03/29/02 0400 1155 99.9 Turbine/Generator Full Power
03/29/02 0500 1154 99.9 Turbine/Generator Full Power
03/29/02 0600 1154 99.9 Turbine/Generator Full Power
03/29/02 0700 1155 99.9 Turbine/Generator Full Power
03/29/02 0800 1154 99.9 Turbine/Generator Full Power
03/29/02 0900 1154 99.9 Turbine/Generator Full Power
03/29/02 1000 1155 99.9 Turbine/Generator Full Power
03/29/02 1100 1155 99.9 Turbine/Generator Full Power
03/29/02 1200 1154 99.9 Turbine/Generator Full Power
03/29/02 1300 1154 100 Turbine/Generator Full Power
03/29/02 1400 1154 100 Turbine/Generator Full Power
03/29/02 1500 1154 100 Turbine/Generator Full Power
03/29/02 1600 1154 100 Turbine/Generator Full Power
03/29/02 1700 1155 100 Turbine/Generator Full Power
03/29/02 1800 1155 100 Turbine/Generator Full Power
03/29/02 1900 1154 100 Turbine/Generator Full Power
03/29/02 2000 1154 100 Turbine/Generator Full Power
03/29/02 2100 1155 100 Turbine/Generator Full Power
03/29/02 2200 1154 100 Turbine/Generator Full Power
03/29/02 2300 1154 99.9 Turbine/Generator Full Power
03/29/02 2400 1154 99.9 Turbine/Generator Full Power
03/30/02 0100 1153 99.9 Turbine/Generator Full Power
03/30/02 0200 1154 99.7 Turbine/Generator Full Power
03/30/02 0300 1154 99.9 Turbine/Generator Full Power
03/30/02 0400 1154 100 Turbine/Generator Full Power
03/30/02 0500 1155 100 Turbine/Generator Full Power
03/30/02 0600 1154 99.9 Turbine/Generator Full Power
03/30/02 0700 1154 99.9 Turbine/Generator Full Power
03/30/02 0800 1154 99.9 Turbine/Generator Full Power
03/30/02 0900 1154 99.9 Turbine/Generator Full Power
03/30/02 1000 1154 99.9 Turbine/Generator Full Power
03/30/02 1100 1154 100 Turbine/Generator Full Power
03/30/02 1200 1154 100 Turbine/Generator Full Power
03/30/02 1300 1154 100 Turbine/Generator Full Power
03/30/02 1400 1154 100 Turbine/Generator Full Power
03/30/02 1500 1154 100 Turbine/Generator Full Power
03/30/02 1600 1154 100 Turbine/Generator Full Power
03/30/02 1700 1154 99.9 Turbine/Generator Full Power
03/30/02 1800 1154 100 Turbine/Generator Full Power
03/30/02 1900 1154 100 Turbine/Generator Full Power



03/30/02 2000 1154 100 Turbine/Generator Full Power
03/30/02 2100 1154 100 Turbine/Generator Full Power
03/30/02 2200 1154 100 Turbine/Generator Full Power
03/30/02 2300 1154 100 Turbine/Generator Full Power
03/30/02 2400 1154 100 Turbine/Generator Full Power
03/31/02 0100 1154 100 Turbine/Generator Full Power
03/31/02 0200 1154 100 Turbine/Generator Full Power
03/31/02 0300 1154 100 Turbine/Generator Full Power
03/31/02 0400 1154 100 Turbine/Generator Full Power
03/31/02 0500 1154 100 Turbine/Generator Full Power
03/31/02 0600 1154 100 Turbine/Generator Full Power
03/31/02 0700 1154 100 Turbine/Generator Full Power
03/31/02 0800 1155 100 Turbine/Generator Full Power
03/31/02 0900 1155 100 Turbine/Generator Full Power
03/31/02 1000 1155 100 Turbine/Generator Full Power
03/31/02 1100 1155 100 Turbine/Generator Full Power
03/31/02 1200 1154 100 Turbine/Generator Full Power
03/31/02 1300 1154 99.9 Turbine/Generator Full Power
03/31/02 1400 1154 100 Turbine/Generator Full Power
03/31/02 1500 1154 100 Turbine/Generator Full Power
03/31/02 1600 1154 100 Turbine/Generator Full Power
03/31/02 1700 1155 100 Turbine/Generator Full Power
03/31/02 1800 1155 100 Turbine/Generator Full Power
03/31/02 1900 1155 100 Turbine/Generator Full Power
03/31/02 2000 1155 100 Turbine/Generator Full Power
03/31/02 2100 1155 100 Turbine/Generator Full Power
03/31/02 2200 1155 100 Turbine/Generator Full Power
03/31/02 2300 1155 100 Turbine/Generator Full Power
03/31/02 2400 1155 100 Turbine/Generator Full Power
04/01/02 0100 1154 100 Turbine/Generator Full Power
04/01/02 0200 1154 99.9 Turbine/Generator Full Power
04/01/02 0300 1154 100 Turbine/Generator Full Power
04/01/02 0400 1154 100 Turbine/Generator Full Power
04/01/02 0500 1154 100 Turbine/Generator Full Power
04/01/02 0600 1154 100 Turbine/Generator Full Power
04/01/02 0700 1155 100 Turbine/Generator Full Power
04/01/02 0800 1154 100 Turbine/Generator Full Power
04/01/02 0900 1155 100 Turbine/Generator Full Power
04/01/02 1000 1155 99.9 Turbine/Generator Full Power
04/01/02 1100 1155 100 Turbine/Generator Full Power
04/01/02 1200 1155 101 Turbine/Generator Full Power
04/01/02 1300 1154 100 Turbine/Generator Full Power
04/01/02 1400 1154 100 Turbine/Generator Full Power
04/01/02 1500 1154 100 Turbine/Generator Full Power
04/01/02 1600 1155 100 Turbine/Generator Full Power
04/01/02 1700 1155 100 Turbine/Generator Full Power
04/01/02 1800 1155 99.9 Turbine/Generator Full Power
04/01/02 1900 1155 99.9 Turbine/Generator Full Power
04/01/02 2000 1155 100 Turbine/Generator Full Power
04/01/02 2100 1155 99.9 Turbine/Generator Full Power
04/01/02 2200 1154 100 Turbine/Generator Full Power
04/01/02 2300 1154 100 Turbine/Generator Full Power
04/01/02 2400 1154 100 Turbine/Generator Full Power
04/02/02 0100 1154 100 Turbine/Generator Full Power
04/02/02 0200 1153 99.9 Turbine/Generator Full Power
04/02/02 0300 1153 100 Turbine/Generator Full Power
04/02/02 0400 1154 100 Turbine/Generator Full Power
04/02/02 0500 1154 100 Turbine/Generator Full Power
04/02/02 0600 1154 100 Turbine/Generator Full Power
04/02/02 0700 1154 99.9 Turbine/Generator Full Power
04/02/02 0800 1154 100 Turbine/Generator Full Power
04/02/02 0900 1155 99.9 Turbine/Generator Full Power
04/02/02 1000 1154 100 Turbine/Generator Full Power



04/02/02 1100 1153 100 Turbine/Generator Full Power
04/02/02 1200 1153 100 Turbine/Generator Full Power
04/02/02 1300 1154 99.9 Turbine/Generator Full Power
04/02/02 1400 1153 99.9 Turbine/Generator Full Power
04/02/02 1500 1153 99.9 Turbine/Generator Full Power
04/02/02 1600 1154 99.9 Turbine/Generator Full Power
04/02/02 1700 1154 99.9 Turbine/Generator Full Power
04/02/02 1800 1154 100 Turbine/Generator Full Power
04/02/02 1900 1154 99.9 Turbine/Generator Full Power
04/02/02 2000 1154 99.9 Turbine/Generator Full Power
04/02/02 2100 1153 100 Turbine/Generator Full Power
04/02/02 2200 1153 100 Turbine/Generator Full Power
04/02/02 2300 1154 99.9 Turbine/Generator Full Power
04/02/02 2400 1153 99.9 Turbine/Generator Full Power
04/03/02 0100 1153 99.9 Turbine/Generator Full Power
04/03/02 0200 1153 99.9 Turbine/Generator Full Power
04/03/02 0300 1153 100 Turbine/Generator Full Power
04/03/02 0400 1153 99.9 Turbine/Generator Full Power
04/03/02 0500 1154 99.9 Turbine/Generator Full Power
04/03/02 0600 1154 100 Turbine/Generator Full Power
04/03/02 0700 1153 99.9 Turbine/Generator Full Power
04/03/02 0800 1153 99.9 Turbine/Generator Full Power
04/03/02 0900 1154 99.9 Turbine/Generator Full Power
04/03/02 1000 1154 99.9 Turbine/Generator Full Power
04/03/02 1100 1154 99.9 Turbine/Generator Full Power
04/03/02 1200 1152 99.9 Turbine/Generator Full Power
04/03/02 1300 1152 99.9 Turbine/Generator Full Power
04/03/02 1400 1152 99.9 Turbine/Generator Full Power
04/03/02 1500 1152 99.9 Turbine/Generator Full Power
04/03/02 1600 1152 100 Turbine/Generator Full Power
04/03/02 1700 1153 100 Turbine/Generator Full Power
04/03/02 1800 1153 100 Turbine/Generator Full Power
04/03/02 1900 1153 100 Turbine/Generator Full Power
04/03/02 2000 1154 99.9 Turbine/Generator Full Power
04/03/02 2100 1154 99.9 Turbine/Generator Full Power
04/03/02 2200 1153 100 Turbine/Generator Full Power
04/03/02 2300 1153 99.9 Turbine/Generator Full Power
04/03/02 2400 1153 99.9 Turbine/Generator Full Power
04/04/02 0100 1153 99.9 Turbine/Generator Full Power
04/04/02 0200 1153 99.9 Turbine/Generator Full Power
04/04/02 0300 1153 99.9 Turbine/Generator Full Power
04/04/02 0400 1153 99.9 Turbine/Generator Full Power
04/04/02 0500 1153 99.9 Turbine/Generator Full Power
04/04/02 0600 1153 99.9 Turbine/Generator Full Power
04/04/02 0700 1154 99.9 Turbine/Generator Full Power
04/04/02 0800 1154 99.9 Turbine/Generator Full Power
04/04/02 0900 1153 99.9 Turbine/Generator Full Power
04/04/02 1000 1153 100 Turbine/Generator Full Power
04/04/02 1100 1153 99.9 Turbine/Generator Full Power
04/04/02 1200 1153 100 Turbine/Generator Full Power
04/04/02 1300 1154 99.9 Turbine/Generator Full Power
04/04/02 1400 1153 100 Turbine/Generator Full Power
04/04/02 1500 1154 100 Turbine/Generator Full Power
04/04/02 1600 1154 99.9 Turbine/Generator Full Power
04/04/02 1700 1153 100 Turbine/Generator Full Power
04/04/02 1800 1154 100 Turbine/Generator Full Power
04/04/02 1900 1154 100 Turbine/Generator Full Power
04/04/02 2000 1154 99.9 Turbine/Generator Full Power
04/04/02 2100 1154 100 Turbine/Generator Full Power
04/04/02 2200 1154 100 Turbine/Generator Full Power
04/04/02 2300 1154 100 Turbine/Generator Full Power
04/04/02 2400 1154 100 Turbine/Generator Full Power
04/05/02 0100 1154 100 Turbine/Generator Full Power



04/05/02 0200 1155 99.9 Turbine/Generator Full Power
04/05/02 0300 1155 100 Turbine/Generator Full Power
04/05/02 0400 1154 100 Turbine/Generator Full Power
04/05/02 0500 1154 99.9 Turbine/Generator Full Power
04/05/02 0600 1154 100 Turbine/Generator Full Power
04/05/02 0700 1154 100 Turbine/Generator Full Power
04/05/02 0800 1153 100 Turbine/Generator Full Power
04/05/02 0900 1154 100 Turbine/Generator Full Power
04/05/02 1000 1154 100 Turbine/Generator Full Power
04/05/02 1100 1154 100 Turbine/Generator Full Power
04/05/02 1200 1154 100 Turbine/Generator Full Power
04/05/02 1300 1154 100 Turbine/Generator Full Power
04/05/02 1400 1154 100 Turbine/Generator Full Power
04/05/02 1500 1153 100 Turbine/Generator Full Power
04/05/02 1600 1153 100 Turbine/Generator Full Power
04/05/02 1700 1153 100 Turbine/Generator Full Power
04/05/02 1800 1154 100 Turbine/Generator Full Power
04/05/02 1900 1154 100 Turbine/Generator Full Power
04/05/02 2000 1154 100 Turbine/Generator Full Power
04/05/02 2100 1154 100 Turbine/Generator Full Power
04/05/02 2200 1154 100 Turbine/Generator Full Power
04/05/02 2300 1154 100 Turbine/Generator Full Power
04/05/02 2400 1153 100 Turbine/Generator Full Power
04/06/02 0100 1154 100 Turbine/Generator Full Power
04/06/02 0200 1155 100 Turbine/Generator Full Power
04/06/02 0300 1154 100 Turbine/Generator Full Power
04/06/02 0400 1153 100 Turbine/Generator Full Power
04/06/02 0500 1154 100 Turbine/Generator Full Power
04/06/02 0600 1154 100 Turbine/Generator Full Power
04/06/02 0700 1154 100 Turbine/Generator Full Power
04/06/02 0800 1155 100 Turbine/Generator Full Power
04/06/02 0900 1154 100 Turbine/Generator Full Power
04/06/02 1000 1154 100 Turbine/Generator Full Power
04/06/02 1100 1156 100 Turbine/Generator Full Power
04/06/02 1200 1154 100 Turbine/Generator Full Power
04/06/02 1300 1154 100 Turbine/Generator Full Power
04/06/02 1400 1154 100 Turbine/Generator Full Power
04/06/02 1500 1154 100 Turbine/Generator Full Power
04/06/02 1600 1154 100 Turbine/Generator Full Power
04/06/02 1700 1155 100 Turbine/Generator Full Power
04/06/02 1800 1156 100 Turbine/Generator Full Power
04/06/02 1900 1155 100 Turbine/Generator Full Power
04/06/02 2000 1155 100 Turbine/Generator Full Power
04/06/02 2100 1155 100 Turbine/Generator Full Power
04/06/02 2200 1155 100 Turbine/Generator Full Power
04/06/02 2300 1155 100 Turbine/Generator Full Power
04/06/02 2400 1155 100 Turbine/Generator Full Power
04/07/02 0100 1155 100 Turbine/Generator Full Power
04/07/02 0200 0 0 Loss of 1 hour due to change to Daylight Saving Time
04/07/02 0300 1155 100 Turbine/Generator Full Power
04/07/02 0400 1155 99.9 Turbine/Generator Full Power
04/07/02 0500 1155 99.9 Turbine/Generator Full Power
04/07/02 0600 1155 100 Turbine/Generator Full Power
04/07/02 0700 1156 100 Turbine/Generator Full Power
04/07/02 0800 1155 100 Turbine/Generator Full Power
04/07/02 0900 1156 100 Turbine/Generator Full Power
04/07/02 1000 1156 100 Turbine/Generator Full Power
04/07/02 1100 1156 100 Turbine/Generator Full Power
04/07/02 1200 1156 100 Turbine/Generator Full Power
04/07/02 1300 1155 100 Turbine/Generator Full Power
04/07/02 1400 1155 100 Turbine/Generator Full Power
04/07/02 1500 1155 100 Turbine/Generator Full Power
04/07/02 1600 1155 99.9 Turbine/Generator Full Power



04/07/02 1700 1156 100 Turbine/Generator Full Power
04/07/02 1800 1155 100.1 Turbine/Generator Full Power
04/07/02 1900 1156 100 Turbine/Generator Full Power
04/07/02 2000 1156 100 Turbine/Generator Full Power
04/07/02 2100 1156 100 Turbine/Generator Full Power
04/07/02 2200 1156 100 Turbine/Generator Full Power
04/07/02 2300 1155 100 Turbine/Generator Full Power
04/07/02 2400 1155 100 Turbine/Generator Full Power
04/08/02 0100 1155 100 Turbine/Generator Full Power
04/08/02 0200 1155 100 Turbine/Generator Full Power
04/08/02 0300 1155 100 Turbine/Generator Full Power
04/08/02 0400 1154 100 Turbine/Generator Full Power
04/08/02 0500 1155 100 Turbine/Generator Full Power
04/08/02 0600 1155 100 Turbine/Generator Full Power
04/08/02 0700 1156 100 Turbine/Generator Full Power
04/08/02 0800 1156 100 Turbine/Generator Full Power
04/08/02 0900 1156 100 Turbine/Generator Full Power
04/08/02 1000 1155 100 Turbine/Generator Full Power
04/08/02 1100 1155 100 Turbine/Generator Full Power
04/08/02 1200 1155 100 Turbine/Generator Full Power
04/08/02 1300 1154 100 Turbine/Generator Full Power
04/08/02 1400 1153 100 Turbine/Generator Full Power
04/08/02 1500 1153 99.9 Turbine/Generator Full Power
04/08/02 1600 1154 99.9 Turbine/Generator Full Power
04/08/02 1700 1154 100 Turbine/Generator Full Power
04/08/02 1800 1154 99.9 Turbine/Generator Full Power
04/08/02 1900 1154 99.9 Turbine/Generator Full Power
04/08/02 2000 1153 100 Turbine/Generator Full Power
04/08/02 2100 1154 100 Turbine/Generator Full Power
04/08/02 2200 1154 100 Turbine/Generator Full Power
04/08/02 2300 1154 100 Turbine/Generator Full Power
04/08/02 2400 1154 100 Turbine/Generator Full Power
04/09/02 0100 1154 100 Turbine/Generator Full Power
04/09/02 0200 1155 100 Turbine/Generator Full Power
04/09/02 0300 1155 100 Turbine/Generator Full Power
04/09/02 0400 1155 100 Turbine/Generator Full Power
04/09/02 0500 1155 100 Turbine/Generator Full Power
04/09/02 0600 1154 99.9 Turbine/Generator Full Power
04/09/02 0700 1155 100 Turbine/Generator Full Power
04/09/02 0800 1154 100 Turbine/Generator Full Power
04/09/02 0900 1154 100 Turbine/Generator Full Power
04/09/02 1000 1154 100 Turbine/Generator Full Power
04/09/02 1100 1154 100 Turbine/Generator Full Power
04/09/02 1200 1154 100 Turbine/Generator Full Power
04/09/02 1300 1154 100 Turbine/Generator Full Power
04/09/02 1400 1154 100 Turbine/Generator Full Power
04/09/02 1500 1153 100 Turbine/Generator Full Power
04/09/02 1600 1153 100 Turbine/Generator Full Power
04/09/02 1700 1154 100 Turbine/Generator Full Power
04/09/02 1800 1154 99.9 Turbine/Generator Full Power
04/09/02 1900 1154 100 Turbine/Generator Full Power
04/09/02 2000 1154 100 Turbine/Generator Full Power
04/09/02 2100 1154 100 Turbine/Generator Full Power
04/09/02 2200 1154 100 Turbine/Generator Full Power
04/09/02 2300 1155 100 Turbine/Generator Full Power
04/09/02 2400 1154 99.9 Turbine/Generator Full Power
04/10/02 0100 1154 100 Turbine/Generator Full Power
04/10/02 0200 1155 100 Turbine/Generator Full Power
04/10/02 0300 1154 100 Turbine/Generator Full Power
04/10/02 0400 1154 100 Turbine/Generator Full Power
04/10/02 0500 1155 100 Turbine/Generator Full Power
04/10/02 0600 1155 100 Turbine/Generator Full Power
04/10/02 0700 1155 100 Turbine/Generator Full Power



04/10/02 0800 1155 100 Turbine/Generator Full Power
04/10/02 0900 1156 99.9 Turbine/Generator Full Power
04/10/02 1000 1155 100 Turbine/Generator Full Power
04/10/02 1100 1153 100 Turbine/Generator Full Power
04/10/02 1200 1155 100 Turbine/Generator Full Power
04/10/02 1300 1156 100 Turbine/Generator Full Power
04/10/02 1400 1154 100 Turbine/Generator Full Power
04/10/02 1500 1155 100 Turbine/Generator Full Power
04/10/02 1600 1154 100 Turbine/Generator Full Power
04/10/02 1700 1154 100 Turbine/Generator Full Power
04/10/02 1800 1155 100 Turbine/Generator Full Power
04/10/02 1900 1154 100 Turbine/Generator Full Power
04/10/02 2000 1154 100 Turbine/Generator Full Power
04/10/02 2100 1154 100 Turbine/Generator Full Power
04/10/02 2200 1154 100 Turbine/Generator Full Power
04/10/02 2300 1155 100 Turbine/Generator Full Power
04/10/02 2400 1155 100 Turbine/Generator Full Power
04/11/02 0100 1155 100 Turbine/Generator Full Power
04/11/02 0200 1155 100 Turbine/Generator Full Power
04/11/02 0300 1155 100 Turbine/Generator Full Power
04/11/02 0400 1155 100 Turbine/Generator Full Power
04/11/02 0500 1155 100 Turbine/Generator Full Power
04/11/02 0600 1155 100 Turbine/Generator Full Power
04/11/02 0700 1155 100 Turbine/Generator Full Power
04/11/02 0800 1155 100 Turbine/Generator Full Power
04/11/02 0900 1155 100 Turbine/Generator Full Power
04/11/02 1000 1155 100 Turbine/Generator Full Power
04/11/02 1100 1155 100 Turbine/Generator Full Power
04/11/02 1200 1155 100 Turbine/Generator Full Power
04/11/02 1300 1155 99.9 Turbine/Generator Full Power
04/11/02 1400 1155 99.9 Turbine/Generator Full Power
04/11/02 1500 1155 99.9 Turbine/Generator Full Power
04/11/02 1600 1155 99.9 Turbine/Generator Full Power
04/11/02 1700 1155 100 Turbine/Generator Full Power
04/11/02 1800 1155 100 Turbine/Generator Full Power
04/11/02 1900 1155 100 Turbine/Generator Full Power
04/11/02 2000 1155 100 Turbine/Generator Full Power
04/11/02 2100 1156 100 Turbine/Generator Full Power
04/11/02 2200 1155 99.9 Turbine/Generator Full Power
04/11/02 2300 1155 100 Turbine/Generator Full Power
04/11/02 2400 1155 100 Turbine/Generator Full Power
04/12/02 0100 1155 100 Turbine/Generator Full Power
04/12/02 0200 1155 100 Turbine/Generator Full Power
04/12/02 0300 1156 99.9 Turbine/Generator Full Power
04/12/02 0400 1155 100 Turbine/Generator Full Power
04/12/02 0500 1155 100 Turbine/Generator Full Power
04/12/02 0600 1155 100 Turbine/Generator Full Power
04/12/02 0700 1155 100 Turbine/Generator Full Power
04/12/02 0800 1155 100 Turbine/Generator Full Power
04/12/02 0900 1156 99.9 Turbine/Generator Full Power
04/12/02 1000 1156 100 Turbine/Generator Full Power
04/12/02 1100 1155 99.9 Turbine/Generator Full Power
04/12/02 1200 1155 100 Turbine/Generator Full Power
04/12/02 1300 1155 100 Turbine/Generator Full Power
04/12/02 1400 1155 100 Turbine/Generator Full Power
04/12/02 1500 1155 100 Turbine/Generator Full Power
04/12/02 1600 1154 99.9 Turbine/Generator Full Power
04/12/02 1700 1155 99.9 Turbine/Generator Full Power
04/12/02 1800 1154 99.9 Turbine/Generator Full Power
04/12/02 1900 1155 100 Turbine/Generator Full Power
04/12/02 2000 1154 100 Turbine/Generator Full Power
04/12/02 2100 1155 100 Turbine/Generator Full Power
04/12/02 2200 1155 100 Turbine/Generator Full Power



04/12/02 2300 1155 99.9 Turbine/Generator Full Power
04/12/02 2400 1155 100 Turbine/Generator Full Power
04/13/02 0100 1155 100 Turbine/Generator Full Power
04/13/02 0200 1155 99.9 Turbine/Generator Full Power
04/13/02 0300 1155 100 Turbine/Generator Full Power
04/13/02 0400 1154 100 Turbine/Generator Full Power
04/13/02 0500 1155 100 Turbine/Generator Full Power
04/13/02 0600 1155 100 Turbine/Generator Full Power
04/13/02 0700 1154 99.9 Turbine/Generator Full Power
04/13/02 0800 1155 99.9 Turbine/Generator Full Power
04/13/02 0900 1155 100 Turbine/Generator Full Power
04/13/02 1000 1154 99.9 Turbine/Generator Full Power
04/13/02 1100 1155 99.9 Turbine/Generator Full Power
04/13/02 1200 1155 99.9 Turbine/Generator Full Power
04/13/02 1300 1155 99.9 Turbine/Generator Full Power
04/13/02 1400 1154 100 Turbine/Generator Full Power
04/13/02 1500 1154 99.9 Turbine/Generator Full Power
04/13/02 1600 1155 99.9 Turbine/Generator Full Power
04/13/02 1700 1154 99.9 Turbine/Generator Full Power
04/13/02 1800 1155 99.9 Turbine/Generator Full Power
04/13/02 1900 1154 99.9 Turbine/Generator Full Power
04/13/02 2000 1154 99.9 Turbine/Generator Full Power
04/13/02 2100 1154 100 Turbine/Generator Full Power
04/13/02 2200 1155 99.9 Turbine/Generator Full Power
04/13/02 2300 1154 99.9 Turbine/Generator Full Power
04/13/02 2400 1155 99.9 Turbine/Generator Full Power
04/14/02 0100 1155 99.9 Turbine/Generator Full Power
04/14/02 0200 1155 99.9 Turbine/Generator Full Power
04/14/02 0300 1154 99.9 Turbine/Generator Full Power
04/14/02 0400 1155 99.9 Turbine/Generator Full Power
04/14/02 0500 1155 100 Turbine/Generator Full Power
04/14/02 0600 1154 99.9 Turbine/Generator Full Power
04/14/02 0700 1155 99.9 Turbine/Generator Full Power
04/14/02 0800 1154 99.9 Turbine/Generator Full Power
04/14/02 0900 1154 100 Turbine/Generator Full Power
04/14/02 1000 1155 100 Turbine/Generator Full Power
04/14/02 1100 1155 99.9 Turbine/Generator Full Power
04/14/02 1200 1155 99.9 Turbine/Generator Full Power
04/14/02 1300 1154 99.9 Turbine/Generator Full Power
04/14/02 1400 1154 99.9 Turbine/Generator Full Power
04/14/02 1500 1155 100 Turbine/Generator Full Power
04/14/02 1600 1155 100 Turbine/Generator Full Power
04/14/02 1700 1155 99.9 Turbine/Generator Full Power
04/14/02 1800 1154 99.9 Turbine/Generator Full Power
04/14/02 1900 1155 99.9 Turbine/Generator Full Power
04/14/02 2000 1154 99.9 Turbine/Generator Full Power
04/14/02 2100 1154 100 Turbine/Generator Full Power
04/14/02 2200 1154 99.9 Turbine/Generator Full Power
04/14/02 2300 1154 99.9 Turbine/Generator Full Power
04/14/02 2400 1155 99.9 Turbine/Generator Full Power
04/15/02 0100 1154 99.9 Turbine/Generator Full Power
04/15/02 0200 1154 99.9 Turbine/Generator Full Power
04/15/02 0300 1154 99.9 Turbine/Generator Full Power
04/15/02 0400 1155 100 Turbine/Generator Full Power
04/15/02 0500 1155 100 Turbine/Generator Full Power
04/15/02 0600 1154 100 Turbine/Generator Full Power
04/15/02 0700 1154 100 Turbine/Generator Full Power
04/15/02 0800 1155 100 Turbine/Generator Full Power
04/15/02 0900 1155 100 Turbine/Generator Full Power
04/15/02 1000 1155 100 Turbine/Generator Full Power
04/15/02 1100 1154 100 Turbine/Generator Full Power
04/15/02 1200 1154 100 Turbine/Generator Full Power
04/15/02 1300 1154 100 Turbine/Generator Full Power



04/15/02 1400 1155 100 Turbine/Generator Full Power
04/15/02 1500 1155 100 Turbine/Generator Full Power
04/15/02 1600 1154 100 Turbine/Generator Full Power
04/15/02 1700 1154 100 Turbine/Generator Full Power
04/15/02 1800 1155 100 Turbine/Generator Full Power
04/15/02 1900 1155 100 Turbine/Generator Full Power
04/15/02 2000 1155 100 Turbine/Generator Full Power
04/15/02 2100 1155 100 Turbine/Generator Full Power
04/15/02 2200 1155 100 Turbine/Generator Full Power
04/15/02 2300 1155 100 Turbine/Generator Full Power
04/15/02 2400 1155 99.9 Turbine/Generator Full Power
04/16/02 0100 1155 100 Turbine/Generator Full Power
04/16/02 0200 1155 101.3 Turbine/Generator Full Power
04/16/02 0300 1155 101.2 Turbine/Generator Full Power
04/16/02 0400 1155 101.2 Turbine/Generator Full Power
04/16/02 0500 1155 100 Turbine/Generator Full Power
04/16/02 0600 1155 99.9 Turbine/Generator Full Power
04/16/02 0700 1155 100 Turbine/Generator Full Power
04/16/02 0800 1155 99.9 Turbine/Generator Full Power
04/16/02 0900 1155 100 Turbine/Generator Full Power
04/16/02 1000 1155 100 Turbine/Generator Full Power
04/16/02 1100 1155 100 Turbine/Generator Full Power
04/16/02 1200 1155 100 Turbine/Generator Full Power
04/16/02 1300 1155 99.9 Turbine/Generator Full Power
04/16/02 1400 1155 100 Turbine/Generator Full Power
04/16/02 1500 1155 100 Turbine/Generator Full Power
04/16/02 1600 1155 100 Turbine/Generator Full Power
04/16/02 1700 1155 100 Turbine/Generator Full Power
04/16/02 1800 1155 99.9 Turbine/Generator Full Power
04/16/02 1900 1155 99.9 Turbine/Generator Full Power
04/16/02 2000 1154 99.9 Turbine/Generator Full Power
04/16/02 2100 1154 99.9 Turbine/Generator Full Power
04/16/02 2200 1154 100 Turbine/Generator Full Power
04/16/02 2300 1155 100 Turbine/Generator Full Power
04/16/02 2400 1155 99.9 Turbine/Generator Full Power
04/17/02 0100 1155 99.9 Turbine/Generator Full Power
04/17/02 0200 1155 100 Turbine/Generator Full Power
04/17/02 0300 1155 100 Turbine/Generator Full Power
04/17/02 0400 1155 100 Turbine/Generator Full Power
04/17/02 0500 1155 99.9 Turbine/Generator Full Power
04/17/02 0600 1155 99.9 Turbine/Generator Full Power
04/17/02 0700 1155 99.9 Turbine/Generator Full Power
04/17/02 0800 1155 99.9 Turbine/Generator Full Power
04/17/02 0900 1155 100 Turbine/Generator Full Power
04/17/02 1000 1154 99.9 Turbine/Generator Full Power
04/17/02 1100 1154 99.9 Turbine/Generator Full Power
04/17/02 1200 1154 100 Turbine/Generator Full Power
04/17/02 1300 1155 99.9 Turbine/Generator Full Power
04/17/02 1400 1155 100 Turbine/Generator Full Power
04/17/02 1500 1154 100 Turbine/Generator Full Power
04/17/02 1600 1155 100 Turbine/Generator Full Power
04/17/02 1700 1155 99.9 Turbine/Generator Full Power
04/17/02 1800 1155 99.9 Turbine/Generator Full Power
04/17/02 1900 1155 99.9 Turbine/Generator Full Power
04/17/02 2000 1154 99.9 Turbine/Generator Full Power
04/17/02 2100 1154 99.9 Turbine/Generator Full Power
04/17/02 2200 1155 100 Turbine/Generator Full Power
04/17/02 2300 1155 99.9 Turbine/Generator Full Power
04/17/02 2400 1155 99.9 Turbine/Generator Full Power
04/18/02 0100 1156 100 Turbine/Generator Full Power
04/18/02 0200 1155 100 Turbine/Generator Full Power
04/18/02 0300 1156 100 Turbine/Generator Full Power
04/18/02 0400 1155 100 Turbine/Generator Full Power



04/18/02 0500 1156 100 Turbine/Generator Full Power
04/18/02 0600 1156 100 Turbine/Generator Full Power
04/18/02 0700 1155 100 Turbine/Generator Full Power
04/18/02 0800 1156 100 Turbine/Generator Full Power
04/18/02 0900 1156 100 Turbine/Generator Full Power
04/18/02 1000 1156 100 Turbine/Generator Full Power
04/18/02 1100 1156 100 Turbine/Generator Full Power
04/18/02 1200 1155 100 Turbine/Generator Full Power
04/18/02 1300 1154 100 Turbine/Generator Full Power
04/18/02 1400 1155 100 Turbine/Generator Full Power
04/18/02 1500 1156 100 Turbine/Generator Full Power
04/18/02 1600 1155 99.9 Turbine/Generator Full Power
04/18/02 1700 1156 100 Turbine/Generator Full Power
04/18/02 1800 1156 100 Turbine/Generator Full Power
04/18/02 1900 1155 100 Turbine/Generator Full Power
04/18/02 2000 1156 100 Turbine/Generator Full Power
04/18/02 2100 1156 100 Turbine/Generator Full Power
04/18/02 2200 1156 100 Turbine/Generator Full Power
04/18/02 2300 1156 100 Turbine/Generator Full Power
04/18/02 2400 1156 100 Turbine/Generator Full Power
04/19/02 0100 1156 100 Turbine/Generator Full Power
04/19/02 0200 1157 100 Turbine/Generator Full Power
04/19/02 0300 1157 100 Turbine/Generator Full Power
04/19/02 0400 1156 100 Turbine/Generator Full Power
04/19/02 0500 1156 100 Turbine/Generator Full Power
04/19/02 0600 1156 100 Turbine/Generator Full Power
04/19/02 0700 1156 100 Turbine/Generator Full Power
04/19/02 0800 1156 100 Turbine/Generator Full Power
04/19/02 0900 1156 100 Turbine/Generator Full Power
04/19/02 1000 1155 100 Turbine/Generator Full Power
04/19/02 1100 1157 100 Turbine/Generator Full Power
04/19/02 1200 1156 100 Turbine/Generator Full Power
04/19/02 1300 1156 100 Turbine/Generator Full Power
04/19/02 1400 1156 99.9 Turbine/Generator Full Power
04/19/02 1500 1156 100 Turbine/Generator Full Power
04/19/02 1600 1154 100 Turbine/Generator Full Power
04/19/02 1700 1155 100 Turbine/Generator Full Power
04/19/02 1800 1155 100 Turbine/Generator Full Power
04/19/02 1900 1156 99.9 Turbine/Generator Full Power
04/19/02 2000 1156 100 Turbine/Generator Full Power
04/19/02 2100 1156 100 Turbine/Generator Full Power
04/19/02 2200 1156 100 Turbine/Generator Full Power
04/19/02 2300 1155 99.9 Turbine/Generator Full Power
04/19/02 2400 1155 100 Turbine/Generator Full Power
04/20/02 0100 1155 99.9 Turbine/Generator Full Power
04/20/02 0200 1155 100 Turbine/Generator Full Power
04/20/02 0300 1155 100 Turbine/Generator Full Power
04/20/02 0400 1156 100 Turbine/Generator Full Power
04/20/02 0500 1155 100 Turbine/Generator Full Power
04/20/02 0600 1156 100 Turbine/Generator Full Power
04/20/02 0700 1156 99.9 Turbine/Generator Full Power
04/20/02 0800 1155 100 Turbine/Generator Full Power
04/20/02 0900 1155 100 Turbine/Generator Full Power
04/20/02 1000 1156 100 Turbine/Generator Full Power
04/20/02 1100 1156 100 Turbine/Generator Full Power
04/20/02 1200 1155 100 Turbine/Generator Full Power
04/20/02 1300 1155 100 Turbine/Generator Full Power
04/20/02 1400 1155 100 Turbine/Generator Full Power
04/20/02 1500 1155 99.9 Turbine/Generator Full Power
04/20/02 1600 1155 99.9 Turbine/Generator Full Power
04/20/02 1700 1155 99.9 Turbine/Generator Full Power
04/20/02 1800 1155 100 Turbine/Generator Full Power
04/20/02 1900 1155 99.9 Turbine/Generator Full Power



04/20/02 2000 1155 99.9 Turbine/Generator Full Power
04/20/02 2100 1155 99.9 Turbine/Generator Full Power
04/20/02 2200 1156 100 Turbine/Generator Full Power
04/20/02 2300 1156 100 Turbine/Generator Full Power
04/20/02 2400 1156 99.9 Turbine/Generator Full Power
04/21/02 0100 1156 100 Turbine/Generator Full Power
04/21/02 0200 1156 100 Turbine/Generator Full Power
04/21/02 0300 1156 100 Turbine/Generator Full Power
04/21/02 0400 1156 100 Turbine/Generator Full Power
04/21/02 0500 1156 99.9 Turbine/Generator Full Power
04/21/02 0600 1156 99.9 Turbine/Generator Full Power
04/21/02 0700 1156 100 Turbine/Generator Full Power
04/21/02 0800 1156 99.9 Turbine/Generator Full Power
04/21/02 0900 1156 100 Turbine/Generator Full Power
04/21/02 1000 1155 100 Turbine/Generator Full Power
04/21/02 1100 1155 100 Turbine/Generator Full Power
04/21/02 1200 1157 99.9 Turbine/Generator Full Power
04/21/02 1300 1158 100 Turbine/Generator Full Power
04/21/02 1400 1158 100 Turbine/Generator Full Power
04/21/02 1500 1158 100 Turbine/Generator Full Power
04/21/02 1600 1158 99.9 Turbine/Generator Full Power
04/21/02 1700 1158 100 Turbine/Generator Full Power
04/21/02 1800 1158 99.9 Turbine/Generator Full Power
04/21/02 1900 1158 99.9 Turbine/Generator Full Power
04/21/02 2000 1158 100 Turbine/Generator Full Power
04/21/02 2100 1158 100 Turbine/Generator Full Power
04/21/02 2200 1157 100 Turbine/Generator Full Power
04/21/02 2300 1157 100 Turbine/Generator Full Power
04/21/02 2400 1158 100 Turbine/Generator Full Power
04/22/02 0100 1157 100 Turbine/Generator Full Power
04/22/02 0200 1157 100 Turbine/Generator Full Power
04/22/02 0300 1157 100 Turbine/Generator Full Power
04/22/02 0400 1157 100 Turbine/Generator Full Power
04/22/02 0500 1157 100 Turbine/Generator Full Power
04/22/02 0600 1157 99.9 Turbine/Generator Full Power
04/22/02 0700 1157 100 Turbine/Generator Full Power
04/22/02 0800 1157 100 Turbine/Generator Full Power
04/22/02 0900 1157 100 Turbine/Generator Full Power
04/22/02 1000 1157 100 Turbine/Generator Full Power
04/22/02 1100 1157 100 Turbine/Generator Full Power
04/22/02 1200 1158 100 Turbine/Generator Full Power
04/22/02 1300 1157 100 Turbine/Generator Full Power
04/22/02 1400 1158 100 Turbine/Generator Full Power
04/22/02 1500 1157 100 Turbine/Generator Full Power
04/22/02 1600 1157 100 Turbine/Generator Full Power
04/22/02 1700 1158 100 Turbine/Generator Full Power
04/22/02 1800 1157 100 Turbine/Generator Full Power
04/22/02 1900 1158 100 Turbine/Generator Full Power
04/22/02 2000 1158 100 Turbine/Generator Full Power
04/22/02 2100 1159 99.9 Turbine/Generator Full Power
04/22/02 2200 1158 100 Turbine/Generator Full Power
04/22/02 2300 1158 100 Turbine/Generator Full Power
04/22/02 2400 1158 100 Turbine/Generator Full Power
04/23/02 0100 1158 99.9 Turbine/Generator Full Power
04/23/02 0200 1158 100 Turbine/Generator Full Power
04/23/02 0300 1158 100 Turbine/Generator Full Power
04/23/02 0400 1158 100 Turbine/Generator Full Power
04/23/02 0500 1158 100 Turbine/Generator Full Power
04/23/02 0600 1159 99.9 Turbine/Generator Full Power
04/23/02 0700 1159 100 Turbine/Generator Full Power
04/23/02 0800 1159 100 Turbine/Generator Full Power
04/23/02 0900 1159 100 Turbine/Generator Full Power
04/23/02 1000 1158 100 Turbine/Generator Full Power



04/23/02 1100 1158 100 Turbine/Generator Full Power
04/23/02 1200 1158 100 Turbine/Generator Full Power
04/23/02 1300 1158 100 Turbine/Generator Full Power
04/23/02 1400 1158 100 Turbine/Generator Full Power
04/23/02 1500 1158 100 Turbine/Generator Full Power
04/23/02 1600 1158 100 Turbine/Generator Full Power
04/23/02 1700 1158 100 Turbine/Generator Full Power
04/23/02 1800 1158 100 Turbine/Generator Full Power
04/23/02 1900 1158 100 Turbine/Generator Full Power
04/23/02 2000 1157 100 Turbine/Generator Full Power
04/23/02 2100 1158 100 Turbine/Generator Full Power
04/23/02 2200 1158 100 Turbine/Generator Full Power
04/23/02 2300 1158 100 Turbine/Generator Full Power
04/23/02 2400 1158 99.9 Turbine/Generator Full Power
04/24/02 0100 1158 100 Turbine/Generator Full Power
04/24/02 0200 1158 100 Turbine/Generator Full Power
04/24/02 0300 1158 100 Turbine/Generator Full Power
04/24/02 0400 1158 100 Turbine/Generator Full Power
04/24/02 0500 1158 100 Turbine/Generator Full Power
04/24/02 0600 1158 100 Turbine/Generator Full Power
04/24/02 0700 1158 100 Turbine/Generator Full Power
04/24/02 0800 1158 99.9 Turbine/Generator Full Power
04/24/02 0900 1158 100 Turbine/Generator Full Power
04/24/02 1000 1158 100 Turbine/Generator Full Power
04/24/02 1100 1158 100 Turbine/Generator Full Power
04/24/02 1200 1158 100 Turbine/Generator Full Power
04/24/02 1300 1157 100 Turbine/Generator Full Power
04/24/02 1400 1157 100 Turbine/Generator Full Power
04/24/02 1500 1157 100 Turbine/Generator Full Power
04/24/02 1600 1157 100 Turbine/Generator Full Power
04/24/02 1700 1157 100 Turbine/Generator Full Power
04/24/02 1800 1157 100 Turbine/Generator Full Power
04/24/02 1900 1157 100 Turbine/Generator Full Power
04/24/02 2000 1157 100 Turbine/Generator Full Power
04/24/02 2100 1157 100 Turbine/Generator Full Power
04/24/02 2200 1157 100 Turbine/Generator Full Power
04/24/02 2300 1158 100 Turbine/Generator Full Power
04/24/02 2400 1159 100 Turbine/Generator Full Power
04/25/02 0100 1158 100 Turbine/Generator Full Power
04/25/02 0200 1158 100 Turbine/Generator Full Power
04/25/02 0300 1158 100 Turbine/Generator Full Power
04/25/02 0400 1158 100 Turbine/Generator Full Power
04/25/02 0500 1158 100 Turbine/Generator Full Power
04/25/02 0600 1159 100 Turbine/Generator Full Power
04/25/02 0700 1158 100 Turbine/Generator Full Power
04/25/02 0800 1158 100 Turbine/Generator Full Power
04/25/02 0900 1157 100 Turbine/Generator Full Power
04/25/02 1000 1156 100 Turbine/Generator Full Power
04/25/02 1100 1158 99.9 Turbine/Generator Full Power
04/25/02 1200 1158 99.9 Turbine/Generator Full Power
04/25/02 1300 1158 99.9 Turbine/Generator Full Power
04/25/02 1400 1157 99.9 Turbine/Generator Full Power
04/25/02 1500 1156 100 Turbine/Generator Full Power
04/25/02 1600 1157 100 Turbine/Generator Full Power
04/25/02 1700 1156 100 Turbine/Generator Full Power
04/25/02 1800 1156 100 Turbine/Generator Full Power
04/25/02 1900 1157 99.9 Turbine/Generator Full Power
04/25/02 2000 1158 100 Turbine/Generator Full Power
04/25/02 2100 1157 100 Turbine/Generator Full Power
04/25/02 2200 1158 99.9 Turbine/Generator Full Power
04/25/02 2300 1158 99.9 Turbine/Generator Full Power
04/25/02 2400 1158 99.9 Turbine/Generator Full Power
04/26/02 0100 1158 100 Turbine/Generator Full Power



04/26/02 0200 1158 99.9 Turbine/Generator Full Power
04/26/02 0300 1158 100 Turbine/Generator Full Power
04/26/02 0400 1158 100 Turbine/Generator Full Power
04/26/02 0500 1158 100 Turbine/Generator Full Power
04/26/02 0600 1158 100 Turbine/Generator Full Power
04/26/02 0700 1158 99.9 Turbine/Generator Full Power
04/26/02 0800 1158 100 Turbine/Generator Full Power
04/26/02 0900 1158 99.9 Turbine/Generator Full Power
04/26/02 1000 1158 100 Turbine/Generator Full Power
04/26/02 1100 1159 100 Turbine/Generator Full Power
04/26/02 1200 1159 100 Turbine/Generator Full Power
04/26/02 1300 1157 100 Turbine/Generator Full Power
04/26/02 1400 1159 100 Turbine/Generator Full Power
04/26/02 1500 1159 100 Turbine/Generator Full Power
04/26/02 1600 1158 100 Turbine/Generator Full Power
04/26/02 1700 1157 100 Turbine/Generator Full Power
04/26/02 1800 1158 100 Turbine/Generator Full Power
04/26/02 1900 1158 99.9 Turbine/Generator Full Power
04/26/02 2000 1158 99.9 Turbine/Generator Full Power
04/26/02 2100 1158 100 Turbine/Generator Full Power
04/26/02 2200 1159 100 Turbine/Generator Full Power
04/26/02 2300 1159 100 Turbine/Generator Full Power
04/26/02 2400 1159 100 Turbine/Generator Full Power
04/27/02 0100 1157 100 Turbine/Generator Full Power
04/27/02 0200 1157 100 Turbine/Generator Full Power
04/27/02 0300 1157 100 Turbine/Generator Full Power
04/27/02 0400 1157 100 Turbine/Generator Full Power
04/27/02 0500 1157 100 Turbine/Generator Full Power
04/27/02 0600 1157 100 Turbine/Generator Full Power
04/27/02 0700 1157 100 Turbine/Generator Full Power
04/27/02 0800 1157 100 Turbine/Generator Full Power
04/27/02 0900 1157 100 Turbine/Generator Full Power
04/27/02 1000 1157 100 Turbine/Generator Full Power
04/27/02 1100 1157 99.9 Turbine/Generator Full Power
04/27/02 1200 1157 100 Turbine/Generator Full Power
04/27/02 1300 1157 100 Turbine/Generator Full Power
04/27/02 1400 1157 100 Turbine/Generator Full Power
04/27/02 1500 1157 100 Turbine/Generator Full Power
04/27/02 1600 1157 100 Turbine/Generator Full Power
04/27/02 1700 1156 100 Turbine/Generator Full Power
04/27/02 1800 1157 100 Turbine/Generator Full Power
04/27/02 1900 1157 99.9 Turbine/Generator Full Power
04/27/02 2000 1156 99.9 Turbine/Generator Full Power
04/27/02 2100 1156 100 Turbine/Generator Full Power
04/27/02 2200 1157 100 Turbine/Generator Full Power
04/27/02 2300 1157 100 Turbine/Generator Full Power
04/27/02 2400 1157 100 Turbine/Generator Full Power
04/28/02 0100 928 80.1 00:00 1R11 Reactor Shutdown.
04/28/02 0200 683 61.2 1R11 Shutdown
04/28/02 0300 438 44 1R11 Shutdown
04/28/02 0400 145 21.1 1R11 Shutdown
04/28/02 0500 48 8.5 05:07 Unit-1 Off-Line for 1R11
04/28/02 0600 0 0 1R11 Refueling Outage
04/28/02 0700 0 0 1R11 Refueling Outage
04/28/02 0800 0 0 1R11 Refueling Outage
04/28/02 0900 0 0 1R11 Refueling Outage
04/28/02 1000 0 0 1R11 Refueling Outage
04/28/02 1100 0 0 1R11 Refueling Outage
04/28/02 1200 0 0 1R11 Refueling Outage
04/28/02 1300 0 0 1R11 Refueling Outage
04/28/02 1400 0 0 1R11 Refueling Outage
04/28/02 1500 0 0 1R11 Refueling Outage
04/28/02 1600 0 0 1R11 Refueling Outage



04/28/02 1700 0 0 1R11 Refueling Outage
04/28/02 1800 0 0 1R11 Refueling Outage
04/28/02 1900 0 0 1R11 Refueling Outage
04/28/02 2000 0 0 1R11 Refueling Outage
04/28/02 2100 0 0 1R11 Refueling Outage
04/28/02 2200 0 0 1R11 Refueling Outage
04/28/02 2300 0 0 1R11 Refueling Outage
04/28/02 2400 0 0 1R11 Refueling Outage
04/29/02 0100 0 0 1R11 Refueling Outage
04/29/02 0200 0 0 1R11 Refueling Outage
04/29/02 0300 0 0 1R11 Refueling Outage
04/29/02 0400 0 0 1R11 Refueling Outage
04/29/02 0500 0 0 1R11 Refueling Outage
04/29/02 0600 0 0 1R11 Refueling Outage
04/29/02 0700 0 0 1R11 Refueling Outage
04/29/02 0800 0 0 1R11 Refueling Outage
04/29/02 0900 0 0 1R11 Refueling Outage
04/29/02 1000 0 0 1R11 Refueling Outage
04/29/02 1100 0 0 1R11 Refueling Outage
04/29/02 1200 0 0 1R11 Refueling Outage
04/29/02 1300 0 0 1R11 Refueling Outage
04/29/02 1400 0 0 1R11 Refueling Outage
04/29/02 1500 0 0 1R11 Refueling Outage
04/29/02 1600 0 0 1R11 Refueling Outage
04/29/02 1700 0 0 1R11 Refueling Outage
04/29/02 1800 0 0 1R11 Refueling Outage
04/29/02 1900 0 0 1R11 Refueling Outage
04/29/02 2000 0 0 1R11 Refueling Outage
04/29/02 2100 0 0 1R11 Refueling Outage
04/29/02 2200 0 0 1R11 Refueling Outage
04/29/02 2300 0 0 1R11 Refueling Outage
04/29/02 2400 0 0 1R11 Refueling Outage
04/30/02 0100 0 0 1R11 Refueling Outage
04/30/02 0200 0 0 1R11 Refueling Outage
04/30/02 0300 0 0 1R11 Refueling Outage
04/30/02 0400 0 0 1R11 Refueling Outage
04/30/02 0500 0 0 1R11 Refueling Outage
04/30/02 0600 0 0 1R11 Refueling Outage
04/30/02 0700 0 0 1R11 Refueling Outage
04/30/02 0800 0 0 1R11 Refueling Outage
04/30/02 0900 0 0 1R11 Refueling Outage
04/30/02 1000 0 0 1R11 Refueling Outage
04/30/02 1100 0 0 1R11 Refueling Outage
04/30/02 1200 0 0 1R11 Refueling Outage
04/30/02 1300 0 0 1R11 Refueling Outage
04/30/02 1400 0 0 1R11 Refueling Outage
04/30/02 1500 0 0 1R11 Refueling Outage
04/30/02 1600 0 0 1R11 Refueling Outage
04/30/02 1700 0 0 1R11 Refueling Outage
04/30/02 1800 0 0 1R11 Refueling Outage
04/30/02 1900 0 0 1R11 Refueling Outage
04/30/02 2000 0 0 1R11 Refueling Outage
04/30/02 2100 0 0 1R11 Refueling Outage
04/30/02 2200 0 0 1R11 Refueling Outage
04/30/02 2300 0 0 1R11 Refueling Outage
04/30/02 2400 0 0 1R11 Refueling Outage
05/01/02 0100 0 0 1R11 Refueling Outage
05/01/02 0200 0 0 1R11 Refueling Outage
05/01/02 0300 0 0 1R11 Refueling Outage
05/01/02 0400 0 0 1R11 Refueling Outage
05/01/02 0500 0 0 1R11 Refueling Outage
05/01/02 0600 0 0 1R11 Refueling Outage
05/01/02 0700 0 0 1R11 Refueling Outage



05/01/02 0800 0 0 1R11 Refueling Outage
05/01/02 0900 0 0 1R11 Refueling Outage
05/01/02 1000 0 0 1R11 Refueling Outage
05/01/02 1100 0 0 1R11 Refueling Outage
05/01/02 1200 0 0 1R11 Refueling Outage
05/01/02 1300 0 0 1R11 Refueling Outage
05/01/02 1400 0 0 1R11 Refueling Outage
05/01/02 1500 0 0 1R11 Refueling Outage
05/01/02 1600 0 0 1R11 Refueling Outage
05/01/02 1700 0 0 1R11 Refueling Outage
05/01/02 1800 0 0 1R11 Refueling Outage
05/01/02 1900 0 0 1R11 Refueling Outage
05/01/02 2000 0 0 1R11 Refueling Outage
05/01/02 2100 0 0 1R11 Refueling Outage
05/01/02 2200 0 0 1R11 Refueling Outage
05/01/02 2300 0 0 1R11 Refueling Outage
05/01/02 2400 0 0 1R11 Refueling Outage
05/02/02 0100 0 0 1R11 Refueling Outage
05/02/02 0200 0 0 1R11 Refueling Outage
05/02/02 0300 0 0 1R11 Refueling Outage
05/02/02 0400 0 0 1R11 Refueling Outage
05/02/02 0500 0 0 1R11 Refueling Outage
05/02/02 0600 0 0 1R11 Refueling Outage
05/02/02 0700 0 0 1R11 Refueling Outage
05/02/02 0800 0 0 1R11 Refueling Outage
05/02/02 0900 0 0 1R11 Refueling Outage
05/02/02 1000 0 0 1R11 Refueling Outage
05/02/02 1100 0 0 1R11 Refueling Outage
05/02/02 1200 0 0 1R11 Refueling Outage
05/02/02 1300 0 0 1R11 Refueling Outage
05/02/02 1400 0 0 1R11 Refueling Outage
05/02/02 1500 0 0 1R11 Refueling Outage
05/02/02 1600 0 0 1R11 Refueling Outage
05/02/02 1700 0 0 1R11 Refueling Outage
05/02/02 1800 0 0 1R11 Refueling Outage
05/02/02 1900 0 0 1R11 Refueling Outage
05/02/02 2000 0 0 1R11 Refueling Outage
05/02/02 2100 0 0 1R11 Refueling Outage
05/02/02 2200 0 0 1R11 Refueling Outage
05/02/02 2300 0 0 1R11 Refueling Outage
05/02/02 2400 0 0 1R11 Refueling Outage
05/03/02 0100 0 0 1R11 Refueling Outage
05/03/02 0200 0 0 1R11 Refueling Outage
05/03/02 0300 0 0 1R11 Refueling Outage
05/03/02 0400 0 0 1R11 Refueling Outage
05/03/02 0500 0 0 1R11 Refueling Outage
05/03/02 0600 0 0 1R11 Refueling Outage
05/03/02 0700 0 0 1R11 Refueling Outage
05/03/02 0800 0 0 1R11 Refueling Outage
05/03/02 0900 0 0 1R11 Refueling Outage
05/03/02 1000 0 0 1R11 Refueling Outage
05/03/02 1100 0 0 1R11 Refueling Outage
05/03/02 1200 0 0 1R11 Refueling Outage
05/03/02 1300 0 0 1R11 Refueling Outage
05/03/02 1400 0 0 1R11 Refueling Outage
05/03/02 1500 0 0 1R11 Refueling Outage
05/03/02 1600 0 0 1R11 Refueling Outage
05/03/02 1700 0 0 1R11 Refueling Outage
05/03/02 1800 0 0 1R11 Refueling Outage
05/03/02 1900 0 0 1R11 Refueling Outage
05/03/02 2000 0 0 1R11 Refueling Outage
05/03/02 2100 0 0 1R11 Refueling Outage
05/03/02 2200 0 0 1R11 Refueling Outage



05/03/02 2300 0 0 1R11 Refueling Outage
05/03/02 2400 0 0 1R11 Refueling Outage
05/04/02 0100 0 0 1R11 Refueling Outage
05/04/02 0200 0 0 1R11 Refueling Outage
05/04/02 0300 0 0 1R11 Refueling Outage
05/04/02 0400 0 0 1R11 Refueling Outage
05/04/02 0500 0 0 1R11 Refueling Outage
05/04/02 0600 0 0 1R11 Refueling Outage
05/04/02 0700 0 0 1R11 Refueling Outage
05/04/02 0800 0 0 1R11 Refueling Outage
05/04/02 0900 0 0 1R11 Refueling Outage
05/04/02 1000 0 0 1R11 Refueling Outage
05/04/02 1100 0 0 1R11 Refueling Outage
05/04/02 1200 0 0 1R11 Refueling Outage
05/04/02 1300 0 0 1R11 Refueling Outage
05/04/02 1400 0 0 1R11 Refueling Outage
05/04/02 1500 0 0 1R11 Refueling Outage
05/04/02 1600 0 0 1R11 Refueling Outage
05/04/02 1700 0 0 1R11 Refueling Outage
05/04/02 1800 0 0 1R11 Refueling Outage
05/04/02 1900 0 0 1R11 Refueling Outage
05/04/02 2000 0 0 1R11 Refueling Outage
05/04/02 2100 0 0 1R11 Refueling Outage
05/04/02 2200 0 0 1R11 Refueling Outage
05/04/02 2300 0 0 1R11 Refueling Outage
05/04/02 2400 0 0 1R11 Refueling Outage
05/05/02 0100 0 0 1R11 Refueling Outage
05/05/02 0200 0 0 1R11 Refueling Outage
05/05/02 0300 0 0 1R11 Refueling Outage
05/05/02 0400 0 0 1R11 Refueling Outage
05/05/02 0500 0 0 1R11 Refueling Outage
05/05/02 0600 0 0 1R11 Refueling Outage
05/05/02 0700 0 0 1R11 Refueling Outage
05/05/02 0800 0 0 1R11 Refueling Outage
05/05/02 0900 0 0 1R11 Refueling Outage
05/05/02 1000 0 0 1R11 Refueling Outage
05/05/02 1100 0 0 1R11 Refueling Outage
05/05/02 1200 0 0 1R11 Refueling Outage
05/05/02 1300 0 0 1R11 Refueling Outage
05/05/02 1400 0 0 1R11 Refueling Outage
05/05/02 1500 0 0 1R11 Refueling Outage
05/05/02 1600 0 0 1R11 Refueling Outage
05/05/02 1700 0 0 1R11 Refueling Outage
05/05/02 1800 0 0 1R11 Refueling Outage
05/05/02 1900 0 0 1R11 Refueling Outage
05/05/02 2000 0 0 1R11 Refueling Outage
05/05/02 2100 0 0 1R11 Refueling Outage
05/05/02 2200 0 0 1R11 Refueling Outage
05/05/02 2300 0 0 1R11 Refueling Outage
05/05/02 2400 0 0 1R11 Refueling Outage
05/06/02 0100 0 0 1R11 Refueling Outage
05/06/02 0200 0 0 1R11 Refueling Outage
05/06/02 0300 0 0 1R11 Refueling Outage
05/06/02 0400 0 0 1R11 Refueling Outage
05/06/02 0500 0 0 1R11 Refueling Outage
05/06/02 0600 0 0 1R11 Refueling Outage
05/06/02 0700 0 0 1R11 Refueling Outage
05/06/02 0800 0 0 1R11 Refueling Outage
05/06/02 0900 0 0 1R11 Refueling Outage
05/06/02 1000 0 0 1R11 Refueling Outage
05/06/02 1100 0 0 1R11 Refueling Outage
05/06/02 1200 0 0 1R11 Refueling Outage
05/06/02 1300 0 0 1R11 Refueling Outage



05/06/02 1400 0 0 1R11 Refueling Outage
05/06/02 1500 0 0 1R11 Refueling Outage
05/06/02 1600 0 0 1R11 Refueling Outage
05/06/02 1700 0 0 1R11 Refueling Outage
05/06/02 1800 0 0 1R11 Refueling Outage
05/06/02 1900 0 0 1R11 Refueling Outage
05/06/02 2000 0 0 1R11 Refueling Outage
05/06/02 2100 0 0 1R11 Refueling Outage
05/06/02 2200 0 0 1R11 Refueling Outage
05/06/02 2300 0 0 1R11 Refueling Outage
05/06/02 2400 0 0 1R11 Refueling Outage
05/07/02 0100 0 0 1R11 Refueling Outage
05/07/02 0200 0 0 1R11 Refueling Outage
05/07/02 0300 0 0 1R11 Refueling Outage
05/07/02 0400 0 0 1R11 Refueling Outage
05/07/02 0500 0 0 1R11 Refueling Outage
05/07/02 0600 0 0 1R11 Refueling Outage
05/07/02 0700 0 0 1R11 Refueling Outage
05/07/02 0800 0 0 1R11 Refueling Outage
05/07/02 0900 0 0 1R11 Refueling Outage
05/07/02 1000 0 0 1R11 Refueling Outage
05/07/02 1100 0 0 1R11 Refueling Outage
05/07/02 1200 0 0 1R11 Refueling Outage
05/07/02 1300 0 0 1R11 Refueling Outage
05/07/02 1400 0 0 1R11 Refueling Outage
05/07/02 1500 0 0 1R11 Refueling Outage
05/07/02 1600 0 0 1R11 Refueling Outage
05/07/02 1700 0 0 1R11 Refueling Outage
05/07/02 1800 0 0 1R11 Refueling Outage
05/07/02 1900 0 0 1R11 Refueling Outage
05/07/02 2000 0 0 1R11 Refueling Outage
05/07/02 2100 0 0 1R11 Refueling Outage
05/07/02 2200 0 0 1R11 Refueling Outage
05/07/02 2300 0 0 1R11 Refueling Outage
05/07/02 2400 0 0 1R11 Refueling Outage
05/08/02 0100 0 0 1R11 Refueling Outage
05/08/02 0200 0 0 1R11 Refueling Outage
05/08/02 0300 0 0 1R11 Refueling Outage
05/08/02 0400 0 0 1R11 Refueling Outage
05/08/02 0500 0 0 1R11 Refueling Outage
05/08/02 0600 0 0 1R11 Refueling Outage
05/08/02 0700 0 0 1R11 Refueling Outage
05/08/02 0800 0 0 1R11 Refueling Outage
05/08/02 0900 0 0 1R11 Refueling Outage
05/08/02 1000 0 0 1R11 Refueling Outage
05/08/02 1100 0 0 1R11 Refueling Outage
05/08/02 1200 0 0 1R11 Refueling Outage
05/08/02 1300 0 0 1R11 Refueling Outage
05/08/02 1400 0 0 1R11 Refueling Outage
05/08/02 1500 0 0 1R11 Refueling Outage
05/08/02 1600 0 0 1R11 Refueling Outage
05/08/02 1700 0 0 1R11 Refueling Outage
05/08/02 1800 0 0 1R11 Refueling Outage
05/08/02 1900 0 0 1R11 Refueling Outage
05/08/02 2000 0 0 1R11 Refueling Outage
05/08/02 2100 0 0 1R11 Refueling Outage
05/08/02 2200 0 0 1R11 Refueling Outage
05/08/02 2300 0 0 1R11 Refueling Outage
05/08/02 2400 0 0 1R11 Refueling Outage
05/09/02 0100 0 0 1R11 Refueling Outage
05/09/02 0200 0 0 1R11 Refueling Outage
05/09/02 0300 0 0 1R11 Refueling Outage
05/09/02 0400 0 0 1R11 Refueling Outage



05/09/02 0500 0 0 1R11 Refueling Outage
05/09/02 0600 0 0 1R11 Refueling Outage
05/09/02 0700 0 0 1R11 Refueling Outage
05/09/02 0800 0 0 1R11 Refueling Outage
05/09/02 0900 0 0 1R11 Refueling Outage
05/09/02 1000 0 0 1R11 Refueling Outage
05/09/02 1100 0 0 1R11 Refueling Outage
05/09/02 1200 0 0 1R11 Refueling Outage
05/09/02 1300 0 0 1R11 Refueling Outage
05/09/02 1400 0 0 1R11 Refueling Outage
05/09/02 1500 0 0 1R11 Refueling Outage
05/09/02 1600 0 0 1R11 Refueling Outage
05/09/02 1700 0 0 1R11 Refueling Outage
05/09/02 1800 0 0 1R11 Refueling Outage
05/09/02 1900 0 0 1R11 Refueling Outage
05/09/02 2000 0 0 1R11 Refueling Outage
05/09/02 2100 0 0 1R11 Refueling Outage
05/09/02 2200 0 0 1R11 Refueling Outage
05/09/02 2300 0 0 1R11 Refueling Outage
05/09/02 2400 0 0 1R11 Refueling Outage
05/10/02 0100 0 0 1R11 Refueling Outage
05/10/02 0200 0 0 1R11 Refueling Outage
05/10/02 0300 0 0 1R11 Refueling Outage
05/10/02 0400 0 0 1R11 Refueling Outage
05/10/02 0500 0 0 1R11 Refueling Outage
05/10/02 0600 0 0 1R11 Refueling Outage
05/10/02 0700 0 0 1R11 Refueling Outage
05/10/02 0800 0 0 1R11 Refueling Outage
05/10/02 0900 0 0 1R11 Refueling Outage
05/10/02 1000 0 0 1R11 Refueling Outage
05/10/02 1100 0 0 1R11 Refueling Outage
05/10/02 1200 0 0 1R11 Refueling Outage
05/10/02 1300 0 0 1R11 Refueling Outage
05/10/02 1400 0 0 1R11 Refueling Outage
05/10/02 1500 0 0 1R11 Refueling Outage
05/10/02 1600 0 0 1R11 Refueling Outage
05/10/02 1700 0 0 1R11 Refueling Outage
05/10/02 1800 0 0 1R11 Refueling Outage
05/10/02 1900 0 0 1R11 Refueling Outage
05/10/02 2000 0 0 1R11 Refueling Outage
05/10/02 2100 0 0 1R11 Refueling Outage
05/10/02 2200 0 0 1R11 Refueling Outage
05/10/02 2300 0 0 1R11 Refueling Outage
05/10/02 2400 0 0 1R11 Refueling Outage
05/11/02 0100 0 0 1R11 Refueling Outage
05/11/02 0200 0 0 1R11 Refueling Outage
05/11/02 0300 0 0 1R11 Refueling Outage
05/11/02 0400 0 0 1R11 Refueling Outage
05/11/02 0500 0 0 1R11 Refueling Outage
05/11/02 0600 0 0 1R11 Refueling Outage
05/11/02 0700 0 0 1R11 Refueling Outage
05/11/02 0800 0 0 1R11 Refueling Outage
05/11/02 0900 0 0 1R11 Refueling Outage
05/11/02 1000 0 0 1R11 Refueling Outage
05/11/02 1100 0 0 1R11 Refueling Outage
05/11/02 1200 0 0 1R11 Refueling Outage
05/11/02 1300 0 0 1R11 Refueling Outage
05/11/02 1400 0 0 1R11 Refueling Outage
05/11/02 1500 0 0 1R11 Refueling Outage
05/11/02 1600 0 0 1R11 Refueling Outage
05/11/02 1700 0 0 1R11 Refueling Outage
05/11/02 1800 0 0 1R11 Refueling Outage
05/11/02 1900 0 0 1R11 Refueling Outage



05/11/02 2000 0 0 1R11 Refueling Outage
05/11/02 2100 0 0 1R11 Refueling Outage
05/11/02 2200 0 0 1R11 Refueling Outage
05/11/02 2300 0 0 1R11 Refueling Outage
05/11/02 2400 0 0 1R11 Refueling Outage
05/12/02 0100 0 0 1R11 Refueling Outage
05/12/02 0200 0 0 1R11 Refueling Outage
05/12/02 0300 0 0 1R11 Refueling Outage
05/12/02 0400 0 0 1R11 Refueling Outage
05/12/02 0500 0 0 1R11 Refueling Outage
05/12/02 0600 0 0 1R11 Refueling Outage
05/12/02 0700 0 0 1R11 Refueling Outage
05/12/02 0800 0 0 1R11 Refueling Outage
05/12/02 0900 0 0 1R11 Refueling Outage
05/12/02 1000 0 0 1R11 Refueling Outage
05/12/02 1100 0 0 1R11 Refueling Outage
05/12/02 1200 0 0 1R11 Refueling Outage
05/12/02 1300 0 0 1R11 Refueling Outage
05/12/02 1400 0 0 1R11 Refueling Outage
05/12/02 1500 0 0 1R11 Refueling Outage
05/12/02 1600 0 0 1R11 Refueling Outage
05/12/02 1700 0 0 1R11 Refueling Outage
05/12/02 1800 0 0 1R11 Refueling Outage
05/12/02 1900 0 0 1R11 Refueling Outage
05/12/02 2000 0 0 1R11 Refueling Outage
05/12/02 2100 0 0 1R11 Refueling Outage
05/12/02 2200 0 0 1R11 Refueling Outage
05/12/02 2300 0 0 1R11 Refueling Outage
05/12/02 2400 0 0 1R11 Refueling Outage
05/13/02 0100 0 0 1R11 Refueling Outage
05/13/02 0200 0 0 1R11 Refueling Outage
05/13/02 0300 0 0 1R11 Refueling Outage
05/13/02 0400 0 0 1R11 Refueling Outage
05/13/02 0500 0 0 1R11 Refueling Outage
05/13/02 0600 0 0 1R11 Refueling Outage
05/13/02 0700 0 0 1R11 Refueling Outage
05/13/02 0800 0 0 1R11 Refueling Outage
05/13/02 0900 0 0 1R11 Refueling Outage
05/13/02 1000 0 0 1R11 Refueling Outage
05/13/02 1100 0 0 1R11 Refueling Outage
05/13/02 1200 0 0 1R11 Refueling Outage
05/13/02 1300 0 0 1R11 Refueling Outage
05/13/02 1400 0 0 1R11 Refueling Outage
05/13/02 1500 0 0 1R11 Refueling Outage
05/13/02 1600 0 0 1R11 Refueling Outage
05/13/02 1700 0 0 1R11 Refueling Outage
05/13/02 1800 0 0 1R11 Refueling Outage
05/13/02 1900 0 0 1R11 Refueling Outage
05/13/02 2000 0 0 1R11 Refueling Outage
05/13/02 2100 0 0 1R11 Refueling Outage
05/13/02 2200 0 0 1R11 Refueling Outage
05/13/02 2300 0 0 1R11 Refueling Outage
05/13/02 2400 0 0 1R11 Refueling Outage
05/14/02 0100 0 0 1R11 Refueling Outage
05/14/02 0200 0 0 1R11 Refueling Outage
05/14/02 0300 0 0 1R11 Refueling Outage
05/14/02 0400 0 0 1R11 Refueling Outage
05/14/02 0500 0 0 1R11 Refueling Outage
05/14/02 0600 0 0 1R11 Refueling Outage
05/14/02 0700 0 0 1R11 Refueling Outage
05/14/02 0800 0 0 1R11 Refueling Outage
05/14/02 0900 0 0 1R11 Refueling Outage
05/14/02 1000 0 0 1R11 Refueling Outage



05/14/02 1100 0 0 1R11 Refueling Outage
05/14/02 1200 0 0 1R11 Refueling Outage
05/14/02 1300 0 0 1R11 Refueling Outage
05/14/02 1400 0 0 1R11 Refueling Outage
05/14/02 1500 0 0 1R11 Refueling Outage
05/14/02 1600 0 0 1R11 Refueling Outage
05/14/02 1700 0 0 1R11 Refueling Outage
05/14/02 1800 0 0 1R11 Refueling Outage
05/14/02 1900 0 0 1R11 Refueling Outage
05/14/02 2000 0 0 1R11 Refueling Outage
05/14/02 2100 0 0 1R11 Refueling Outage
05/14/02 2200 0 0 1R11 Refueling Outage
05/14/02 2300 0 0 1R11 Refueling Outage
05/14/02 2400 0 0 1R11 Refueling Outage
05/15/02 0100 0 0 1R11 Refueling Outage
05/15/02 0200 0 0 1R11 Refueling Outage
05/15/02 0300 0 0 1R11 Refueling Outage
05/15/02 0400 0 0 1R11 Refueling Outage
05/15/02 0500 0 0 1R11 Refueling Outage
05/15/02 0600 0 0 1R11 Refueling Outage
05/15/02 0700 0 0 1R11 Refueling Outage
05/15/02 0800 0 0 1R11 Refueling Outage
05/15/02 0900 0 0 1R11 Refueling Outage
05/15/02 1000 0 0 1R11 Refueling Outage
05/15/02 1100 0 0 1R11 Refueling Outage
05/15/02 1200 0 0 1R11 Refueling Outage
05/15/02 1300 0 0 1R11 Refueling Outage
05/15/02 1400 0 0 1R11 Refueling Outage
05/15/02 1500 0 0 1R11 Refueling Outage
05/15/02 1600 0 0 1R11 Refueling Outage
05/15/02 1700 0 0 1R11 Refueling Outage
05/15/02 1800 0 0 1R11 Refueling Outage
05/15/02 1900 0 0 1R11 Refueling Outage
05/15/02 2000 0 0 1R11 Refueling Outage
05/15/02 2100 0 0 1R11 Refueling Outage
05/15/02 2200 0 0 1R11 Refueling Outage
05/15/02 2300 0 0 1R11 Refueling Outage
05/15/02 2400 0 0 1R11 Refueling Outage
05/16/02 0100 0 0 1R11 Refueling Outage
05/16/02 0200 0 0 1R11 Refueling Outage
05/16/02 0300 0 0 1R11 Refueling Outage
05/16/02 0400 0 0 1R11 Refueling Outage
05/16/02 0500 0 0 1R11 Refueling Outage
05/16/02 0600 0 0 1R11 Refueling Outage
05/16/02 0700 0 0 1R11 Refueling Outage
05/16/02 0800 0 0 1R11 Refueling Outage
05/16/02 0900 0 0 1R11 Refueling Outage
05/16/02 1000 0 0 1R11 Refueling Outage
05/16/02 1100 0 0 1R11 Refueling Outage
05/16/02 1200 0 0 1R11 Refueling Outage
05/16/02 1300 0 0 1R11 Refueling Outage
05/16/02 1400 0 0 1R11 Refueling Outage
05/16/02 1500 0 0 1R11 Refueling Outage
05/16/02 1600 0 0 1R11 Refueling Outage
05/16/02 1700 0 0 1R11 Refueling Outage
05/16/02 1800 0 0 1R11 Refueling Outage
05/16/02 1900 0 0 1R11 Refueling Outage
05/16/02 2000 0 0 1R11 Refueling Outage
05/16/02 2100 0 0 1R11 Refueling Outage
05/16/02 2200 0 0 1R11 Refueling Outage
05/16/02 2300 0 0 1R11 Refueling Outage
05/16/02 2400 0 0 1R11 Refueling Outage
05/17/02 0100 0 0 1R11 Refueling Outage



05/17/02 0200 0 0 1R11 Refueling Outage
05/17/02 0300 0 0 1R11 Refueling Outage
05/17/02 0400 0 0 1R11 Refueling Outage
05/17/02 0500 0 0 1R11 Refueling Outage
05/17/02 0600 0 0 1R11 Refueling Outage
05/17/02 0700 0 0 1R11 Refueling Outage
05/17/02 0800 0 0 1R11 Refueling Outage
05/17/02 0900 0 0 1R11 Refueling Outage
05/17/02 1000 0 0 1R11 Refueling Outage
05/17/02 1100 0 0 1R11 Refueling Outage
05/17/02 1200 0 0 1R11 Refueling Outage
05/17/02 1300 0 0 1R11 Refueling Outage
05/17/02 1400 0 0 1R11 Refueling Outage
05/17/02 1500 0 0 1R11 Refueling Outage
05/17/02 1600 0 0 1R11 Refueling Outage
05/17/02 1700 0 0 1R11 Refueling Outage
05/17/02 1800 0 0 1R11 Refueling Outage
05/17/02 1900 0 0 1R11 Refueling Outage
05/17/02 2000 0 0 1R11 Refueling Outage
05/17/02 2100 0 0 1R11 Refueling Outage
05/17/02 2200 0 0 1R11 Refueling Outage
05/17/02 2300 0 0 1R11 Refueling Outage
05/17/02 2400 0 0 1R11 Refueling Outage
05/18/02 0100 0 0 1R11 Refueling Outage
05/18/02 0200 0 0 1R11 Refueling Outage
05/18/02 0300 0 0 1R11 Refueling Outage
05/18/02 0400 0 0 1R11 Refueling Outage
05/18/02 0500 0 0 1R11 Refueling Outage
05/18/02 0600 0 0 1R11 Refueling Outage
05/18/02 0700 0 0 1R11 Refueling Outage
05/18/02 0800 0 0 1R11 Refueling Outage
05/18/02 0900 0 0 1R11 Refueling Outage
05/18/02 1000 0 0 1R11 Refueling Outage
05/18/02 1100 0 0 1R11 Refueling Outage
05/18/02 1200 0 0 1R11 Refueling Outage
05/18/02 1300 0 0 1R11 Refueling Outage
05/18/02 1400 0 0 1R11 Refueling Outage
05/18/02 1500 0 0 1R11 Refueling Outage
05/18/02 1600 0 0 1R11 Refueling Outage
05/18/02 1700 0 0 1R11 Refueling Outage
05/18/02 1800 0 0 1R11 Refueling Outage
05/18/02 1900 0 0 1R11 Refueling Outage
05/18/02 2000 0 0 1R11 Refueling Outage
05/18/02 2100 0 0 1R11 Refueling Outage
05/18/02 2200 0 0 1R11 Refueling Outage
05/18/02 2300 0 0 1R11 Refueling Outage
05/18/02 2400 0 0 1R11 Refueling Outage
05/19/02 0100 0 0 1R11 Refueling Outage
05/19/02 0200 0 0 1R11 Refueling Outage
05/19/02 0300 0 0 1R11 Refueling Outage
05/19/02 0400 0 0 1R11 Refueling Outage
05/19/02 0500 0 0 1R11 Refueling Outage
05/19/02 0600 0 0 1R11 Refueling Outage
05/19/02 0700 0 0 1R11 Refueling Outage
05/19/02 0800 0 0 1R11 Refueling Outage
05/19/02 0900 0 0 1R11 Refueling Outage
05/19/02 1000 0 0 1R11 Refueling Outage
05/19/02 1100 0 0 1R11 Refueling Outage
05/19/02 1200 0 0 1R11 Refueling Outage
05/19/02 1300 0 0 1R11 Refueling Outage
05/19/02 1400 0 0 1R11 Refueling Outage
05/19/02 1500 0 0 1R11 Refueling Outage
05/19/02 1600 0 0 1R11 Refueling Outage



05/19/02 1700 0 0 1R11 Refueling Outage
05/19/02 1800 0 0 1R11 Refueling Outage
05/19/02 1900 0 0 1R11 Refueling Outage
05/19/02 2000 0 0 1R11 Refueling Outage
05/19/02 2100 0 0 1R11 Refueling Outage
05/19/02 2200 0 0 1R11 Refueling Outage
05/19/02 2300 0 0 1R11 Refueling Outage
05/19/02 2400 0 0 1R11 Refueling Outage
05/20/02 0100 0 0 1R11 Refueling Outage
05/20/02 0200 0 0 1R11 Refueling Outage
05/20/02 0300 0 0 1R11 Refueling Outage
05/20/02 0400 0 0 1R11 Refueling Outage
05/20/02 0500 0 0 1R11 Refueling Outage
05/20/02 0600 0 0 1R11 Refueling Outage
05/20/02 0700 0 0 1R11 Refueling Outage
05/20/02 0800 0 0 1R11 Refueling Outage
05/20/02 0900 0 0 1R11 Refueling Outage
05/20/02 1000 0 0 1R11 Refueling Outage
05/20/02 1100 0 0 1R11 Refueling Outage
05/20/02 1200 0 0 1R11 Refueling Outage
05/20/02 1300 0 0 1R11 Refueling Outage
05/20/02 1400 0 0 1R11 Refueling Outage
05/20/02 1500 0 0 1R11 Refueling Outage
05/20/02 1600 0 0 1R11 Refueling Outage
05/20/02 1700 0 0 1R11 Refueling Outage
05/20/02 1800 0 0 1R11 Refueling Outage
05/20/02 1900 0 0 1R11 Refueling Outage
05/20/02 2000 0 0 1R11 Refueling Outage
05/20/02 2100 0 0 1R11 Refueling Outage
05/20/02 2200 0 0 1R11 Refueling Outage
05/20/02 2300 0 0 1R11 Refueling Outage
05/20/02 2400 0 0 1R11 Refueling Outage
05/21/02 0100 0 0 1R11 Refueling Outage
05/21/02 0200 0 0 1R11 Refueling Outage
05/21/02 0300 0 0 1R11 Refueling Outage
05/21/02 0400 0 0 1R11 Refueling Outage
05/21/02 0500 0 0 1R11 Refueling Outage
05/21/02 0600 0 0 1R11 Refueling Outage
05/21/02 0700 0 0 1R11 Refueling Outage
05/21/02 0800 0 0 1R11 Refueling Outage
05/21/02 0900 0 0 1R11 Refueling Outage
05/21/02 1000 0 0 1R11 Refueling Outage
05/21/02 1100 0 0 1R11 Refueling Outage
05/21/02 1200 0 0 1R11 Refueling Outage
05/21/02 1300 0 0 1R11 Refueling Outage
05/21/02 1400 0 0 1R11 Refueling Outage
05/21/02 1500 0 0 1R11 Refueling Outage
05/21/02 1600 0 0 1R11 Refueling Outage
05/21/02 1700 0 0 1R11 Refueling Outage
05/21/02 1800 0 0 1R11 Refueling Outage
05/21/02 1900 0 0 1R11 Refueling Outage
05/21/02 2000 0 0 1R11 Refueling Outage
05/21/02 2100 0 0 1R11 Refueling Outage
05/21/02 2200 0 0 1R11 Refueling Outage
05/21/02 2300 0 0 1R11 Refueling Outage
05/21/02 2400 0 0 1R11 Refueling Outage
05/22/02 0100 0 0 1R11 Refueling Outage
05/22/02 0200 0 0 1R11 Refueling Outage
05/22/02 0300 0 0 1R11 Refueling Outage
05/22/02 0400 0 0 1R11 Refueling Outage
05/22/02 0500 0 0 1R11 Refueling Outage
05/22/02 0600 0 0 1R11 Refueling Outage
05/22/02 0700 0 0 1R11 Refueling Outage



05/22/02 0800 0 0 1R11 Refueling Outage
05/22/02 0900 0 0 1R11 Refueling Outage
05/22/02 1000 0 0 1R11 Refueling Outage
05/22/02 1100 0 0 1R11 Refueling Outage
05/22/02 1200 0 0 1R11 Refueling Outage
05/22/02 1300 0 0 1R11 Refueling Outage
05/22/02 1400 0 0 1R11 Refueling Outage
05/22/02 1500 0 0 1R11 Refueling Outage
05/22/02 1600 0 0 1R11 Refueling Outage
05/22/02 1700 0 0 1R11 Refueling Outage
05/22/02 1800 0 0 1R11 Refueling Outage
05/22/02 1900 0 0 1R11 Refueling Outage
05/22/02 2000 0 0 1R11 Refueling Outage
05/22/02 2100 0 0 1R11 Refueling Outage
05/22/02 2200 0 0 1R11 Refueling Outage
05/22/02 2300 0 0 1R11 Refueling Outage
05/22/02 2400 0 0 1R11 Refueling Outage
05/23/02 0100 0 0 1R11 Refueling Outage
05/23/02 0200 0 0 1R11 Refueling Outage
05/23/02 0300 0 0 1R11 Refueling Outage
05/23/02 0400 0 0 1R11 Refueling Outage
05/23/02 0500 0 0 1R11 Refueling Outage
05/23/02 0600 0 0 1R11 Refueling Outage
05/23/02 0700 0 0 1R11 Refueling Outage
05/23/02 0800 0 0 1R11 Refueling Outage
05/23/02 0900 0 0 1R11 Refueling Outage
05/23/02 1000 0 0 1R11 Refueling Outage
05/23/02 1100 0 0 1R11 Refueling Outage
05/23/02 1200 0 0 1R11 Refueling Outage
05/23/02 1300 0 0 1R11 Refueling Outage
05/23/02 1400 0 0 1R11 Refueling Outage
05/23/02 1500 0 0 1R11 Refueling Outage
05/23/02 1600 0 0 1R11 Refueling Outage
05/23/02 1700 0 0 1R11 Refueling Outage
05/23/02 1800 0 0 1R11 Refueling Outage
05/23/02 1900 0 0 1R11 Refueling Outage
05/23/02 2000 0 0 1R11 Refueling Outage
05/23/02 2100 0 0 1R11 Refueling Outage
05/23/02 2200 0 0 1R11 Refueling Outage
05/23/02 2300 0 0 1R11 Refueling Outage
05/23/02 2400 0 0 1R11 Refueling Outage
05/24/02 0100 0 0 1R11 Refueling Outage
05/24/02 0200 0 0 1R11 Refueling Outage
05/24/02 0300 0 0 1R11 Refueling Outage
05/24/02 0400 0 0 1R11 Refueling Outage
05/24/02 0500 0 0 1R11 Refueling Outage
05/24/02 0600 0 0 1R11 Refueling Outage
05/24/02 0700 0 0 1R11 Refueling Outage
05/24/02 0800 0 0 1R11 Refueling Outage
05/24/02 0900 0 0 1R11 Refueling Outage
05/24/02 1000 0 0 1R11 Refueling Outage
05/24/02 1100 0 0 1R11 Refueling Outage
05/24/02 1200 0 0 1R11 Refueling Outage
05/24/02 1300 0 0 1R11 Refueling Outage.  13:58 entered Mode 4.
05/24/02 1400 0 0 1R11 Refueling Outage
05/24/02 1500 0 0 1R11 Refueling Outage
05/24/02 1600 0 0 1R11 Refueling Outage
05/24/02 1700 0 0 1R11 Refueling Outage
05/24/02 1800 0 0 1R11 Refueling Outage
05/24/02 1900 0 0 1R11 Refueling Outage
05/24/02 2000 0 0 1R11 Refueling Outage
05/24/02 2100 0 0 1R11 Refueling Outage
05/24/02 2200 0 0 1R11 Refueling Outage



05/24/02 2300 0 0 1R11 Refueling Outage
05/24/02 2400 0 0 1R11 Refueling Outage
05/25/02 0100 0 0 1R11 Refueling Outage
05/25/02 0200 0 0 1R11 Refueling Outage
05/25/02 0300 0 0 1R11 Refueling Outage
05/25/02 0400 0 0 1R11 Refueling Outage
05/25/02 0500 0 0 1R11 Refueling Outage
05/25/02 0600 0 0 1R11 Refueling Outage
05/25/02 0700 0 0 1R11 Refueling Outage
05/25/02 0800 0 0 1R11 Refueling Outage
05/25/02 0900 0 0 1R11 Refueling Outage
05/25/02 1000 0 0 1R11 Refueling Outage
05/25/02 1100 0 0 1R11 Refueling Outage
05/25/02 1200 0 0 1R11 Refueling Outage
05/25/02 1300 0 0 1R11 Refueling Outage
05/25/02 1400 0 0 1R11 Refueling Outage
05/25/02 1500 0 0 1R11 Refueling Outage
05/25/02 1600 0 0 1R11 Refueling Outage
05/25/02 1700 0 0 1R11 Refueling Outage
05/25/02 1800 0 0 1R11 Refueling Outage.  18:42 entered Mode 3
05/25/02 1900 0 0 1R11 Refueling Outage
05/25/02 2000 0 0 1R11 Refueling Outage
05/25/02 2100 0 0 1R11 Refueling Outage
05/25/02 2200 0 0 1R11 Refueling Outage
05/25/02 2300 0 0 1R11 Refueling Outage
05/25/02 2400 0 0 1R11 Refueling Outage
05/26/02 0100 0 0 1R11 Refueling Outage
05/26/02 0200 0 0 1R11 Refueling Outage
05/26/02 0300 0 0 1R11 Refueling Outage
05/26/02 0400 0 0 1R11 Refueling Outage
05/26/02 0500 0 0 1R11 Refueling Outage
05/26/02 0600 0 0 1R11 Refueling Outage
05/26/02 0700 0 0 1R11 Refueling Outage
05/26/02 0800 0 0 1R11 Refueling Outage
05/26/02 0900 0 0 1R11 Refueling Outage
05/26/02 1000 0 0 1R11 Refueling Outage
05/26/02 1100 0 0 1R11 Refueling Outage
05/26/02 1200 0 0 1R11 Refueling Outage
05/26/02 1300 0 0 1R11 Refueling Outage
05/26/02 1400 0 0 1R11 Refueling Outage
05/26/02 1500 0 0 1R11 Refueling Outage
05/26/02 1600 0 0 1R11 Refueling Outage
05/26/02 1700 0 0 1R11 Refueling Outage
05/26/02 1800 0 0 1R11 Refueling Outage
05/26/02 1900 0 0 1R11 Refueling Outage
05/26/02 2000 0 0 1R11 Refueling Outage
05/26/02 2100 0 0 1R11 Refueling Outage
05/26/02 2200 0 0 1R11 Refueling Outage
05/26/02 2300 0 0 1R11 Refueling Outage.  23:17 entered Mode 2
05/26/02 2400 0 0 1R11 Refueling Outage
05/27/02 0100 0 0 1R11 Refueling Outage.  00:38 RX goes Critical.
05/27/02 0200 0 0 1R11 Refueling Outage
05/27/02 0300 0 0 1R11 Refueling Outage
05/27/02 0400 0 0 1R11 Refueling Outage
05/27/02 0500 0 0 1R11 Refueling Outage
05/27/02 0600 0 0 1R11 Refueling Outage
05/27/02 0700 0 0 1R11 Refueling Outage
05/27/02 0800 0 0 1R11 Refueling Outage
05/27/02 0900 0 0 1R11 Refueling Outage
05/27/02 1000 0 0 1R11 Refueling Outage
05/27/02 1100 0 0 1R11 Refueling Outage
05/27/02 1200 0 0 1R11 Refueling Outage
05/27/02 1300 0 0 1R11 Refueling Outage



05/27/02 1400 0 0 1R11 Refueling Outage
05/27/02 1500 0 0 1R11 Refueling Outage
05/27/02 1600 0 0 1R11 Refueling Outage
05/27/02 1700 0 0 1R11 Refueling Outage
05/27/02 1800 0 0 1R11 Refueling Outage
05/27/02 1900 0 0 1R11 Refueling Outage
05/27/02 2000 0 0 1R11 Refueling Outage
05/27/02 2100 0 0 1R11 Refueling Outage
05/27/02 2200 0 0 1R11 Refueling Outage
05/27/02 2300 0 1 1R11 Refueling Outage
05/27/02 2400 0 1 1R11 Refueling Outage
05/28/02 0100 0 1.3 1R11 Refueling Outage
05/28/02 0200 0 1.4 1R11 Refueling Outage
05/28/02 0300 0 2 1R11 Refueling Outage.  03:29 entered Mode 1
05/28/02 0400 0 6.6 1R11 Refueling Outage
05/28/02 0500 0 11.3 1R11 Refueling Outage
05/28/02 0600 0 12.1 1R11 Refueling Outage
05/28/02 0700 0 11.8 1R11 Refueling Outage
05/28/02 0800 0 11.6 1R11 Refueling Outage
05/28/02 0900 0 11.8 1R11 Refueling Outage
05/28/02 1000 0 11.6 1R11 Refueling Outage
05/28/02 1100 0 11.5 1R11 Refueling Outage
05/28/02 1200 0 10.7 1R11 Refueling Outage
05/28/02 1300 0 12.4 1R11 Refueling Outage.  13:10 Paralleled to the Grid
05/28/02 1400 127 19 1R11 Power Ascension
05/28/02 1500 120 19.1 1R11 Power Ascension
05/28/02 1600 122 19.1 1R11 Power Ascension
05/28/02 1700 185 25.8 1R11 Power Ascension
05/28/02 1800 218 28.5 1R11 Power Ascension
05/28/02 1900 217 28.7 1R11 Power Ascension
05/28/02 2000 217 28.7 1R11 Power Ascension
05/28/02 2100 216 28.2 1R11 Power Ascension
05/28/02 2200 214 28.7 1R11 Power Ascension
05/28/02 2300 212 28.4 1R11 Power Ascension
05/28/02 2400 215 28.7 1R11 Power Ascension
05/29/02 0100 213 28.3 1R11 Power Ascension
05/29/02 0200 214 28.7 1R11 Power Ascension
05/29/02 0300 215 28.6 1R11 Power Ascension
05/29/02 0400 216 28.9 1R11 Power Ascension
05/29/02 0500 214 28.7 1R11 Power Ascension
05/29/02 0600 209 28.3 1R11 Power Ascension
05/29/02 0700 209 28.1 1R11 Power Ascension
05/29/02 0800 211 28.4 1R11 Power Ascension
05/29/02 0900 212 28.3 1R11 Power Ascension
05/29/02 1000 211 28.4 1R11 Power Ascension
05/29/02 1100 209 28.1 1R11 Power Ascension
05/29/02 1200 209 28.1 1R11 Power Ascension
05/29/02 1300 210 28.5 1R11 Power Ascension
05/29/02 1400 211 28.2 1R11 Power Ascension
05/29/02 1500 211 28.2 1R11 Power Ascension
05/29/02 1600 231 27.8 1R11 Power Ascension
05/29/02 1700 239 27.7 1R11 Power Ascension
05/29/02 1800 241 28.3 1R11 Power Ascension
05/29/02 1900 243 28.1 1R11 Power Ascension
05/29/02 2000 257 29.5 1R11 Power Ascension
05/29/02 2100 282 31.4 1R11 Power Ascension
05/29/02 2200 297 33.6 1R11 Power Ascension
05/29/02 2300 322 35.1 1R11 Power Ascension
05/29/02 2400 349 37.6 1R11 Power Ascension
05/30/02 0100 373 39.5 1R11 Power Ascension.  01:16 Heater #2 Drain Pump motor problem.
05/30/02 0200 394 41.6 1R11 Power Ascension
05/30/02 0300 418 44.1 1R11 Power Ascension
05/30/02 0400 443 45.9 1R11 Power Ascension



05/30/02 0500 460 48.1 1R11 Power Ascension.
05/30/02 0600 458 49.5 1R11 Power Ascension.
05/30/02 0700 455 49.3 1R11 Power Ascension.
05/30/02 0800 453 49.2 1R11 Power Ascension.
05/30/02 0900 473 48.2 1R11 Power Ascension.
05/30/02 1000 474 48.8 1R11 Power Ascension.
05/30/02 1100 474 49 1R11 Power Ascension.
05/30/02 1200 472 48.8 1R11 Power Ascension.
05/30/02 1300 470 48.4 1R11 Power Ascension.
05/30/02 1400 469 48.7 1R11 Power Ascension.
05/30/02 1500 471 48.8 1R11 Power Ascension.
05/30/02 1600 475 49 1R11 Power Ascension.
05/30/02 1700 475 49.1 1R11 Power Ascension.
05/30/02 1800 475 49.4 1R11 Power Ascension.
05/30/02 1900 476 49.2 1R11 Power Ascension.
05/30/02 2000 476 49.4 1R11 Power Ascension.
05/30/02 2100 475 49.2 1R11 Power Ascension.
05/30/02 2200 475 49.4 1R11 Power Ascension.
05/30/02 2300 476 49.3 1R11 Power Ascension.
05/30/02 2400 475 49.4 1R11 Power Ascension.
05/31/02 0100 475 49.4 1R11 Power Ascension.
05/31/02 0200 475 49.3 1R11 Power Ascension.
05/31/02 0300 475 49.3 1R11 Power Ascension.
05/31/02 0400 475 49.3 1R11 Power Ascension.
05/31/02 0500 475 49.4 1R11 Power Ascension.
05/31/02 0600 475 49.1 1R11 Power Ascension.
05/31/02 0700 475 49.2 1R11 Power Ascension.
05/31/02 0800 494 48.3 1R11 Power Ascension.
05/31/02 0900 522 50.9 1R11 Power Ascension.
05/31/02 1000 550 53.2 1R11 Power Ascension.
05/31/02 1100 579 55.7 1R11 Power Ascension.
05/31/02 1200 608 58.1 1R11 Power Ascension.
05/31/02 1300 640 60.8 1R11 Power Ascension.
05/31/02 1400 673 63.4 1R11 Power Ascension.
05/31/02 1500 692 65.4 1R11 Power Ascension.
05/31/02 1600 683 64.5 1R11 Power Ascension.
05/31/02 1700 684 64.6 1R11 Power Ascension.
05/31/02 1800 683 64.6 1R11 Power Ascension.
05/31/02 1900 684 64.8 1R11 Power Ascension.
05/31/02 2000 685 64.8 1R11 Power Ascension.
05/31/02 2100 686 64.7 1R11 Power Ascension.
05/31/02 2200 685 64.7 1R11 Power Ascension.
05/31/02 2300 686 64.9 1R11 Power Ascension.
05/31/02 2400 687 64.9 1R11 Power Ascension.
06/01/02 0100 687 64.8 1R11 Power Ascension.
06/01/02 0200 686 64.8 1R11 Power Ascension.
06/01/02 0300 686 64.8 1R11 Power Ascension.
06/01/02 0400 688 65 1R11 Power Ascension.
06/01/02 0500 687 64.9 1R11 Power Ascension.
06/01/02 0600 687 64.9 1R11 Power Ascension.
06/01/02 0700 707 66.7 1R11 Power Ascension.
06/01/02 0800 735 69.1 1R11 Power Ascension.
06/01/02 0900 749 70.5 1R11 Power Ascension.
06/01/02 1000 749 70.4 1R11 Power Ascension.
06/01/02 1100 748 70.3 1R11 Power Ascension.
06/01/02 1200 744 69.9 1R11 Power Ascension.
06/01/02 1300 741 69.6 1R11 Power Ascension.
06/01/02 1400 741 69.6 1R11 Power Ascension.
06/01/02 1500 742 69.6 1R11 Power Ascension.
06/01/02 1600 742 69.8 1R11 Power Ascension.
06/01/02 1700 743 69.9 1R11 Power Ascension.
06/01/02 1800 256 28.7 1R11 Power Ascension.
06/01/02 1900 223 27.1 1R11 Power Ascension.



06/01/02 2000 224 26.7 1R11 Power Ascension.
06/01/02 2100 231 27.4 1R11 Power Ascension.
06/01/02 2200 229 27.4 1R11 Power Ascension.
06/01/02 2300 232 27.9 1R11 Power Ascension.
06/01/02 2400 291 32.7 1R11 Power Ascension.
06/02/02 0100 318 35.2 1R11 Power Ascension.
06/02/02 0200 347 38.2 1R11 Power Ascension.
06/02/02 0300 375 40.4 1R11 Power Ascension.
06/02/02 0400 405 43.2 1R11 Power Ascension.
06/02/02 0500 434 45.8 1R11 Power Ascension.
06/02/02 0600 462 46.2 1R11 Power Ascension.
06/02/02 0700 494 47.8 1R11 Power Ascension.
06/02/02 0800 526 50.8 1R11 Power Ascension.
06/02/02 0900 553 53.6 1R11 Power Ascension.
06/02/02 1000 582 55.9 1R11 Power Ascension.
06/02/02 1100 612 58.5 1R11 Power Ascension.
06/02/02 1200 650 61.3 1R11 Power Ascension.
06/02/02 1300 680 64.3 1R11 Power Ascension.
06/02/02 1400 703 66.3 1R11 Power Ascension.
06/02/02 1500 740 69.4 1R11 Power Ascension.
06/02/02 1600 754 70.5 1R11 Power Ascension.
06/02/02 1700 778 72.5 1R11 Power Ascension.
06/02/02 1800 784 73.1 1R11 Power Ascension.
06/02/02 1900 777 72.8 1R11 Power Ascension.
06/02/02 2000 772 72.2 1R11 Power Ascension.
06/02/02 2100 779 72.8 1R11 Power Ascension.
06/02/02 2200 778 72.8 1R11 Power Ascension.
06/02/02 2300 776 72.5 1R11 Power Ascension.
06/02/02 2400 778 72.7 1R11 Power Ascension.
06/03/02 0100 783 73.2 1R11 Power Ascension.
06/03/02 0200 785 73.4 1R11 Power Ascension.
06/03/02 0300 779 72.9 1R11 Power Ascension.
06/03/02 0400 782 73 1R11 Power Ascension.
06/03/02 0500 779 72.8 1R11 Power Ascension.
06/03/02 0600 815 72.4 1R11 Power Ascension.
06/03/02 0700 826 73.2 1R11 Power Ascension.
06/03/02 0800 834 73.9 1R11 Power Ascension.
06/03/02 0900 868 76.6 1R11 Power Ascension.
06/03/02 1000 905 79 1R11 Power Ascension.
06/03/02 1100 933 81.3 1R11 Power Ascension.
06/03/02 1200 962 83.6 1R11 Power Ascension.
06/03/02 1300 989 85.7 1R11 Power Ascension  13:02 Auto RX Trip
06/03/02 1400 0 0 Off-line
06/03/02 1500 0 0 Off-line
06/03/02 1600 0 0 Off-line
06/03/02 1700 0 0 Off-line
06/03/02 1800 0 0 Off-line
06/03/02 1900 0 0 Off-line
06/03/02 2000 0 0 Off-line
06/03/02 2100 0 0 Off-line
06/03/02 2200 0 0 Off-line
06/03/02 2300 0 0 Off-line
06/03/02 2400 0 0 Off-line
06/04/02 0100 0 0 Off-line
06/04/02 0200 0 0 Off-line
06/04/02 0300 0 0 Off-line
06/04/02 0400 0 0 Off-line
06/04/02 0500 0 0 Off-line
06/04/02 0600 0 0 Off-line
06/04/02 0700 0 0 Off-line
06/04/02 0800 0 0 Off-line
06/04/02 0900 0 0 Off-line
06/04/02 1000 0 0 Off-line



06/04/02 1100 0 0 Off-line
06/04/02 1200 0 0 Off-line
06/04/02 1300 0 0 Off-line
06/04/02 1400 0 1.8 Off-line
06/04/02 1500 0 1.7 Off-line
06/04/02 1600 0 1.5 Off-line
06/04/02 1700 0 1.8 Off-line
06/04/02 1800 0 3.1 Off-line
06/04/02 1900 0 3.9 Off-line
06/04/02 2000 0 3.7 Off-line
06/04/02 2100 0 4 Off-line
06/04/02 2200 0 8.1 Off-line
06/04/02 2300 0 7.9 Off-line
06/04/02 2400 0 12.2 Off-line
06/05/02 0100 95 17.3 00:47  On-Line
06/05/02 0200 148 23.2 02:35  Manual Turbine Trip due to problem.
06/05/02 0300 0 9.2 Off-line
06/05/02 0400 0 8.8 Off-line
06/05/02 0500 0 8.3 Off-line
06/05/02 0600 0 8.2 Off-line
06/05/02 0700 0 8.3 Off-line
06/05/02 0800 0 8.4 Off-line
06/05/02 0900 0 8.3 Off-line
06/05/02 1000 0 8.2 Off-line
06/05/02 1100 0 8.1 Off-line
06/05/02 1200 0 8.2 Off-line
06/05/02 1300 0 8.6 Off-line
06/05/02 1400 0 9.1 Off-line
06/05/02 1500 0 9.7 Off-line
06/05/02 1600 0 13 Off-line
06/05/02 1700 0 12.9 Off-line
06/05/02 1800 0 12.9 Off-line
06/05/02 1900 147 23.3 18:13 On-Line
06/05/02 2000 197 28.2 1R11 Power Ascension (3rd attempt)
06/05/02 2100 212 28.3 1R11 Power Ascension (3rd attempt)
06/05/02 2200 212 28.2 1R11 Power Ascension (3rd attempt)
06/05/02 2300 211 28.2 1R11 Power Ascension (3rd attempt)
06/05/02 2400 222 28.4 1R11 Power Ascension (3rd attempt)
06/06/02 0100 235 29.6 1R11 Power Ascension (3rd attempt)
06/06/02 0200 307 36.4 1R11 Power Ascension (3rd attempt)
06/06/02 0300 366 42.2 1R11 Power Ascension (3rd attempt)
06/06/02 0400 421 47.6 1R11 Power Ascension (3rd attempt)
06/06/02 0500 443 48.8 1R11 Power Ascension (3rd attempt)
06/06/02 0600 472 49.1 1R11 Power Ascension (3rd attempt)
06/06/02 0700 489 50.6 1R11 Power Ascension (3rd attempt)
06/06/02 0800 511 52.5 1R11 Power Ascension (3rd attempt)
06/06/02 0900 544 54.5 1R11 Power Ascension (3rd attempt)
06/06/02 1000 572 56.9 1R11 Power Ascension (3rd attempt)
06/06/02 1100 600 58.5 1R11 Power Ascension (3rd attempt)
06/06/02 1200 638 60.2 1R11 Power Ascension (3rd attempt)
06/06/02 1300 663 62.1 1R11 Power Ascension (3rd attempt)
06/06/02 1400 688 64.3 1R11 Power Ascension (3rd attempt)
06/06/02 1500 717 67 1R11 Power Ascension (3rd attempt)
06/06/02 1600 740 68.5 1R11 Power Ascension (3rd attempt)
06/06/02 1700 767 70.3 1R11 Power Ascension (3rd attempt)
06/06/02 1800 789 72.2 1R11 Power Ascension (3rd attempt)
06/06/02 1900 819 74.6 1R11 Power Ascension (3rd attempt)
06/06/02 2000 849 76 1R11 Power Ascension (3rd attempt)
06/06/02 2100 876 78.1 1R11 Power Ascension (3rd attempt)
06/06/02 2200 908 80.6 1R11 Power Ascension (3rd attempt)
06/06/02 2300 931 82.8 1R11 Power Ascension (3rd attempt)
06/06/02 2400 962 85 1R11 Power Ascension (3rd attempt)
06/07/02 0100 999 87.8 1R11 Power Ascension (3rd attempt)



06/07/02 0200 1011 88.8 1R11 Power Ascension (3rd attempt)
06/07/02 0300 1011 88.8 1R11 Power Ascension (3rd attempt)
06/07/02 0400 1036 90.8 1R11 Power Ascension (3rd attempt)
06/07/02 0500 1053 92 1R11 Power Ascension (3rd attempt)
06/07/02 0600 1052 92.3 1R11 Power Ascension (3rd attempt)
06/07/02 0700 1042 91.4 1R11 Power Ascension (3rd attempt)
06/07/02 0800 1045 91.4 1R11 Power Ascension (3rd attempt)
06/07/02 0900 1047 91.7 1R11 Power Ascension (3rd attempt)
06/07/02 1000 1049 91.7 1R11 Power Ascension (3rd attempt)
06/07/02 1100 1049 92.1 1R11 Power Ascension (3rd attempt)
06/07/02 1200 1050 91.7 1R11 Power Ascension (3rd attempt)
06/07/02 1300 1050 92 1R11 Power Ascension (3rd attempt)
06/07/02 1400 1053 92.5 1R11 Power Ascension (3rd attempt)
06/07/02 1500 1051 92 1R11 Power Ascension (3rd attempt)
06/07/02 1600 1054 92.3 1R11 Power Ascension (3rd attempt)
06/07/02 1700 1055 92.1 1R11 Power Ascension (3rd attempt)
06/07/02 1800 1054 92 1R11 Power Ascension (3rd attempt)
06/07/02 1900 1054 92.5 1R11 Power Ascension (3rd attempt)
06/07/02 2000 1054 92.2 1R11 Power Ascension (3rd attempt)
06/07/02 2100 1050 91.7 1R11 Power Ascension (3rd attempt)
06/07/02 2200 1050 92.4 1R11 Power Ascension (3rd attempt)
06/07/02 2300 1050 92.1 1R11 Power Ascension (3rd attempt)
06/07/02 2400 1054 92.4 1R11 Power Ascension (3rd attempt)
06/08/02 0100 1052 92 1R11 Power Ascension (3rd attempt)
06/08/02 0200 1050 92.5 1R11 Power Ascension (3rd attempt)
06/08/02 0300 1053 92.3 1R11 Power Ascension (3rd attempt)
06/08/02 0400 1053 92.4 1R11 Power Ascension (3rd attempt)
06/08/02 0500 1061 92.5 1R11 Power Ascension (3rd attempt)
06/08/02 0600 1070 93.2 1R11 Power Ascension (3rd attempt)
06/08/02 0700 1079 94.3 1R11 Power Ascension (3rd attempt)
06/08/02 0800 1089 95 1R11 Power Ascension (3rd attempt)
06/08/02 0900 1100 95.7 1R11 Power Ascension (3rd attempt)
06/08/02 1000 1109 96.4 1R11 Power Ascension (3rd attempt)
06/08/02 1100 1112 97.1 1R11 Power Ascension (3rd attempt)
06/08/02 1200 1109 96.4 1R11 Power Ascension (3rd attempt)
06/08/02 1300 1107 96.2 1R11 Power Ascension (3rd attempt)
06/08/02 1400 1108 96.3 1R11 Power Ascension (3rd attempt)
06/08/02 1500 1109 96.5 1R11 Power Ascension (3rd attempt)
06/08/02 1600 1110 96.7 1R11 Power Ascension (3rd attempt)
06/08/02 1700 1110 96.7 1R11 Power Ascension (3rd attempt)
06/08/02 1800 1110 96.6 1R11 Power Ascension (3rd attempt)
06/08/02 1900 1109 96.6 1R11 Power Ascension (3rd attempt)
06/08/02 2000 1110 96.6 1R11 Power Ascension (3rd attempt)
06/08/02 2100 1110 96 1R11 Power Ascension (3rd attempt)
06/08/02 2200 1110 96 1R11 Power Ascension (3rd attempt)
06/08/02 2300 1110 96 1R11 Power Ascension (3rd attempt)
06/08/02 2400 1111 96.8 1R11 Power Ascension (3rd attempt)
06/09/02 0100 1109 96.5 1R11 Power Ascension (3rd attempt)
06/09/02 0200 1110 96.5 1R11 Power Ascension (3rd attempt)
06/09/02 0300 1109 96 1R11 Power Ascension (3rd attempt)
06/09/02 0400 1110 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 0500 1110 96 1R11 Power Ascension (3rd attempt)
06/09/02 0600 1110 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 0700 1110 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 0800 1110 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 0900 1111 96.3 1R11 Power Ascension (3rd attempt)
06/09/02 1000 1112 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 1100 1112 96.3 1R11 Power Ascension (3rd attempt)
06/09/02 1200 1112 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 1300 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 1400 1110 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 1500 1109 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 1600 1110 96.2 1R11 Power Ascension (3rd attempt)



06/09/02 1700 1111 96.1 1R11 Power Ascension (3rd attempt)
06/09/02 1800 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 1900 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 2000 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 2100 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 2200 1111 96.2 1R11 Power Ascension (3rd attempt)
06/09/02 2300 1112 96.3 1R11 Power Ascension (3rd attempt)
06/09/02 2400 1114 96.5 1R11 Power Ascension (3rd attempt)
06/10/02 0100 1121 97.2 1R11 Power Ascension (3rd attempt)
06/10/02 0200 1132 98.3 1R11 Power Ascension (3rd attempt)
06/10/02 0300 1145 99.2 1R11 03:55 Full-Power
06/10/02 0400 1152 99.8 Turbine/Generator Full Power
06/10/02 0500 1152 99.9 Turbine/Generator Full Power
06/10/02 0600 1154 100 Turbine/Generator Full Power
06/10/02 0700 1154 100 Turbine/Generator Full Power
06/10/02 0800 1153 100 Turbine/Generator Full Power
06/10/02 0900 1152 99.9 Turbine/Generator Full Power
06/10/02 1000 1153 99.9 Turbine/Generator Full Power
06/10/02 1100 1153 99.9 Turbine/Generator Full Power
06/10/02 1200 1153 99.9 Turbine/Generator Full Power
06/10/02 1300 1153 99.9 Turbine/Generator Full Power
06/10/02 1400 1153 99.9 Turbine/Generator Full Power
06/10/02 1500 1153 100 Turbine/Generator Full Power
06/10/02 1600 1152 100 Turbine/Generator Full Power
06/10/02 1700 1153 100 Turbine/Generator Full Power
06/10/02 1800 1153 99.9 Turbine/Generator Full Power
06/10/02 1900 1154 100 Turbine/Generator Full Power
06/10/02 2000 1154 100 Turbine/Generator Full Power
06/10/02 2100 1154 100 Turbine/Generator Full Power
06/10/02 2200 1154 100 Turbine/Generator Full Power
06/10/02 2300 1153 100 Turbine/Generator Full Power
06/10/02 2400 1153 100 Turbine/Generator Full Power
06/11/02 0100 1154 100 Turbine/Generator Full Power
06/11/02 0200 1155 100 Turbine/Generator Full Power
06/11/02 0300 1153 100 Turbine/Generator Full Power
06/11/02 0400 1153 100 Turbine/Generator Full Power
06/11/02 0500 1154 100 Turbine/Generator Full Power
06/11/02 0600 1154 100 Turbine/Generator Full Power
06/11/02 0700 1154 100 Turbine/Generator Full Power
06/11/02 0800 1154 100 Turbine/Generator Full Power
06/11/02 0900 1153 100 Turbine/Generator Full Power
06/11/02 1000 1153 100 Turbine/Generator Full Power
06/11/02 1100 1153 100 Turbine/Generator Full Power
06/11/02 1200 1153 100 Turbine/Generator Full Power
06/11/02 1300 1153 100 Turbine/Generator Full Power
06/11/02 1400 1153 99.9 Turbine/Generator Full Power
06/11/02 1500 1153 100 Turbine/Generator Full Power
06/11/02 1600 1154 100 Turbine/Generator Full Power
06/11/02 1700 1154 100 Turbine/Generator Full Power
06/11/02 1800 1154 100 Turbine/Generator Full Power
06/11/02 1900 1154 100 Turbine/Generator Full Power
06/11/02 2000 1154 100 Turbine/Generator Full Power
06/11/02 2100 1154 100 Turbine/Generator Full Power
06/11/02 2200 1154 100 Turbine/Generator Full Power
06/11/02 2300 1154 100 Turbine/Generator Full Power
06/11/02 2400 1153 100 Turbine/Generator Full Power
06/12/02 0100 1155 100 Turbine/Generator Full Power
06/12/02 0200 1153 100 Turbine/Generator Full Power
06/12/02 0300 1153 100 Turbine/Generator Full Power
06/12/02 0400 1153 100 Turbine/Generator Full Power
06/12/02 0500 1154 100 Turbine/Generator Full Power
06/12/02 0600 1153 99.9 Turbine/Generator Full Power
06/12/02 0700 1154 100 Turbine/Generator Full Power



06/12/02 0800 1153 99.9 Turbine/Generator Full Power
06/12/02 0900 1154 100 Turbine/Generator Full Power
06/12/02 1000 1154 100 Turbine/Generator Full Power
06/12/02 1100 1154 100 Turbine/Generator Full Power
06/12/02 1200 1154 99.9 Turbine/Generator Full Power
06/12/02 1300 1153 100 Turbine/Generator Full Power
06/12/02 1400 1154 100 Turbine/Generator Full Power
06/12/02 1500 1154 100.9 Turbine/Generator Full Power
06/12/02 1600 1154 100.9 Turbine/Generator Full Power
06/12/02 1700 1155 100.9 Turbine/Generator Full Power
06/12/02 1800 1153 100.8 Turbine/Generator Full Power
06/12/02 1900 1155 100.9 Turbine/Generator Full Power
06/12/02 2000 1154 100.8 Turbine/Generator Full Power
06/12/02 2100 1154 100.8 Turbine/Generator Full Power
06/12/02 2200 1155 100.9 Turbine/Generator Full Power
06/12/02 2300 1156 100.9 Turbine/Generator Full Power
06/12/02 2400 1156 100.9 Turbine/Generator Full Power
06/13/02 0100 1155 99.4 Turbine/Generator Full Power
06/13/02 0200 1154 99.5 Turbine/Generator Full Power
06/13/02 0300 1155 99.5 Turbine/Generator Full Power
06/13/02 0400 1155 99.5 Turbine/Generator Full Power
06/13/02 0500 1155 99.4 Turbine/Generator Full Power
06/13/02 0600 1154 99.5 Turbine/Generator Full Power
06/13/02 0700 1154 99.5 Turbine/Generator Full Power
06/13/02 0800 1155 99.5 Turbine/Generator Full Power
06/13/02 0900 1155 99.5 Turbine/Generator Full Power
06/13/02 1000 1155 99.4 Turbine/Generator Full Power
06/13/02 1100 1155 99.5 Turbine/Generator Full Power
06/13/02 1200 1155 99.5 Turbine/Generator Full Power
06/13/02 1300 1155 99.5 Turbine/Generator Full Power
06/13/02 1400 1155 99.5 Turbine/Generator Full Power
06/13/02 1500 1155 99.5 Turbine/Generator Full Power
06/13/02 1600 1159 99.6 Turbine/Generator Full Power
06/13/02 1700 1162 100 Turbine/Generator Full Power
06/13/02 1800 1162 100 Turbine/Generator Full Power
06/13/02 1900 1162 100 Turbine/Generator Full Power
06/13/02 2000 1163 100 Turbine/Generator Full Power
06/13/02 2100 1162 100 Turbine/Generator Full Power
06/13/02 2200 1162 100 Turbine/Generator Full Power
06/13/02 2300 1162 100 Turbine/Generator Full Power
06/13/02 2400 1162 100 Turbine/Generator Full Power
06/14/02 0100 1163 100 Turbine/Generator Full Power
06/14/02 0200 1163 100 Turbine/Generator Full Power
06/14/02 0300 1162 100 Turbine/Generator Full Power
06/14/02 0400 1161 100 Turbine/Generator Full Power
06/14/02 0500 1163 100 Turbine/Generator Full Power
06/14/02 0600 1163 100 Turbine/Generator Full Power
06/14/02 0700 1162 100 Turbine/Generator Full Power
06/14/02 0800 1161 100 Turbine/Generator Full Power
06/14/02 0900 1162 100.1 Turbine/Generator Full Power
06/14/02 1000 1163 99.9 Turbine/Generator Full Power
06/14/02 1100 1162 100 Turbine/Generator Full Power
06/14/02 1200 1161 100 Turbine/Generator Full Power
06/14/02 1300 1161 100 Turbine/Generator Full Power
06/14/02 1400 1162 100 Turbine/Generator Full Power
06/14/02 1500 1161 100 Turbine/Generator Full Power
06/14/02 1600 1161 100 Turbine/Generator Full Power
06/14/02 1700 1160 100 Turbine/Generator Full Power
06/14/02 1800 1159 100 Turbine/Generator Full Power
06/14/02 1900 1159 100 Turbine/Generator Full Power
06/14/02 2000 1160 100 Turbine/Generator Full Power
06/14/02 2100 1158 100 Turbine/Generator Full Power
06/14/02 2200 1159 100 Turbine/Generator Full Power



06/14/02 2300 1159 100 Turbine/Generator Full Power
06/14/02 2400 1160 100 Turbine/Generator Full Power
06/15/02 0100 1159 100 Turbine/Generator Full Power
06/15/02 0200 1160 100 Turbine/Generator Full Power
06/15/02 0300 1159 100 Turbine/Generator Full Power
06/15/02 0400 1158 100 Turbine/Generator Full Power
06/15/02 0500 1159 100 Turbine/Generator Full Power
06/15/02 0600 1159 100 Turbine/Generator Full Power
06/15/02 0700 1160 100 Turbine/Generator Full Power
06/15/02 0800 1159 100 Turbine/Generator Full Power
06/15/02 0900 1159 100 Turbine/Generator Full Power
06/15/02 1000 1159 100 Turbine/Generator Full Power
06/15/02 1100 1159 100 Turbine/Generator Full Power
06/15/02 1200 1160 100 Turbine/Generator Full Power
06/15/02 1300 1159 100 Turbine/Generator Full Power
06/15/02 1400 1159 100 Turbine/Generator Full Power
06/15/02 1500 1159 100 Turbine/Generator Full Power
06/15/02 1600 1159 100 Turbine/Generator Full Power
06/15/02 1700 1160 100 Turbine/Generator Full Power
06/15/02 1800 1160 100 Turbine/Generator Full Power
06/15/02 1900 1159 100 Turbine/Generator Full Power
06/15/02 2000 1160 100 Turbine/Generator Full Power
06/15/02 2100 1160 100 Turbine/Generator Full Power
06/15/02 2200 1159 100 Turbine/Generator Full Power
06/15/02 2300 1160 100 Turbine/Generator Full Power
06/15/02 2400 1160 100 Turbine/Generator Full Power
06/16/02 0100 1159 100 Turbine/Generator Full Power
06/16/02 0200 1160 100 Turbine/Generator Full Power
06/16/02 0300 1160 100 Turbine/Generator Full Power
06/16/02 0400 1159 100 Turbine/Generator Full Power
06/16/02 0500 1159 100 Turbine/Generator Full Power
06/16/02 0600 1160 100 Turbine/Generator Full Power
06/16/02 0700 1160 100 Turbine/Generator Full Power
06/16/02 0800 1159 100 Turbine/Generator Full Power
06/16/02 0900 1160 100 Turbine/Generator Full Power
06/16/02 1000 1160 100 Turbine/Generator Full Power
06/16/02 1100 1159 100 Turbine/Generator Full Power
06/16/02 1200 1159 100 Turbine/Generator Full Power
06/16/02 1300 1159 100 Turbine/Generator Full Power
06/16/02 1400 1159 100 Turbine/Generator Full Power
06/16/02 1500 1159 100 Turbine/Generator Full Power
06/16/02 1600 1160 100 Turbine/Generator Full Power
06/16/02 1700 1160 100 Turbine/Generator Full Power
06/16/02 1800 1159 100 Turbine/Generator Full Power
06/16/02 1900 1160 100 Turbine/Generator Full Power
06/16/02 2000 1160 100 Turbine/Generator Full Power
06/16/02 2100 1159 100 Turbine/Generator Full Power
06/16/02 2200 1160 100 Turbine/Generator Full Power
06/16/02 2300 1160 100 Turbine/Generator Full Power
06/16/02 2400 1161 100 Turbine/Generator Full Power
06/17/02 0100 1159 100 Turbine/Generator Full Power
06/17/02 0200 1160 100 Turbine/Generator Full Power
06/17/02 0300 1159 100 Turbine/Generator Full Power
06/17/02 0400 1160 100 Turbine/Generator Full Power
06/17/02 0500 1159 100 Turbine/Generator Full Power
06/17/02 0600 1159 100 Turbine/Generator Full Power
06/17/02 0700 1159 100 Turbine/Generator Full Power
06/17/02 0800 1159 100 Turbine/Generator Full Power
06/17/02 0900 1159 100 Turbine/Generator Full Power
06/17/02 1000 1159 100 Turbine/Generator Full Power
06/17/02 1100 1159 100 Turbine/Generator Full Power
06/17/02 1200 1159 100 Turbine/Generator Full Power
06/17/02 1300 1159 100 Turbine/Generator Full Power



06/17/02 1400 1159 100 Turbine/Generator Full Power
06/17/02 1500 1159 100 Turbine/Generator Full Power
06/17/02 1600 1159 100 Turbine/Generator Full Power
06/17/02 1700 1160 100 Turbine/Generator Full Power
06/17/02 1800 1160 100 Turbine/Generator Full Power
06/17/02 1900 1160 100 Turbine/Generator Full Power
06/17/02 2000 1161 100 Turbine/Generator Full Power
06/17/02 2100 1160 100 Turbine/Generator Full Power
06/17/02 2200 1162 100.1 Turbine/Generator Full Power
06/17/02 2300 1158 99.9 Turbine/Generator Full Power
06/17/02 2400 1159 100 Turbine/Generator Full Power
06/18/02 0100 1158 100 Turbine/Generator Full Power
06/18/02 0200 1160 100 Turbine/Generator Full Power
06/18/02 0300 1160 100 Turbine/Generator Full Power
06/18/02 0400 1160 100 Turbine/Generator Full Power
06/18/02 0500 1160 100 Turbine/Generator Full Power
06/18/02 0600 1160 100 Turbine/Generator Full Power
06/18/02 0700 1160 100 Turbine/Generator Full Power
06/18/02 0800 1160 100 Turbine/Generator Full Power
06/18/02 0900 1160 100 Turbine/Generator Full Power
06/18/02 1000 1160 100 Turbine/Generator Full Power
06/18/02 1100 1160 99.7 Turbine/Generator Full Power
06/18/02 1200 1160 100 Turbine/Generator Full Power
06/18/02 1300 1160 100 Turbine/Generator Full Power
06/18/02 1400 1160 100 Turbine/Generator Full Power
06/18/02 1500 1160 100 Turbine/Generator Full Power
06/18/02 1600 1160 100 Turbine/Generator Full Power
06/18/02 1700 1160 100 Turbine/Generator Full Power
06/18/02 1800 1160 100 Turbine/Generator Full Power
06/18/02 1900 1160 100 Turbine/Generator Full Power
06/18/02 2000 1161 100 Turbine/Generator Full Power
06/18/02 2100 1160 100 Turbine/Generator Full Power
06/18/02 2200 1159 100 Turbine/Generator Full Power
06/18/02 2300 1160 100 Turbine/Generator Full Power
06/18/02 2400 1157 100 Turbine/Generator Full Power
06/19/02 0100 1159 100 Turbine/Generator Full Power
06/19/02 0200 1159 100 Turbine/Generator Full Power
06/19/02 0300 1160 100 Turbine/Generator Full Power
06/19/02 0400 1159 100 Turbine/Generator Full Power
06/19/02 0500 1159 100 Turbine/Generator Full Power
06/19/02 0600 1160 100 Turbine/Generator Full Power
06/19/02 0700 1160 100 Turbine/Generator Full Power
06/19/02 0800 1160 100 Turbine/Generator Full Power
06/19/02 0900 1160 100 Turbine/Generator Full Power
06/19/02 1000 1160 100 Turbine/Generator Full Power
06/19/02 1100 1160 99.9 Turbine/Generator Full Power
06/19/02 1200 1160 100 Turbine/Generator Full Power
06/19/02 1300 1160 100 Turbine/Generator Full Power
06/19/02 1400 1160 100 Turbine/Generator Full Power
06/19/02 1500 1159 100 Turbine/Generator Full Power
06/19/02 1600 1160 100 Turbine/Generator Full Power
06/19/02 1700 1160 100 Turbine/Generator Full Power
06/19/02 1800 1160 100 Turbine/Generator Full Power
06/19/02 1900 1160 100 Turbine/Generator Full Power
06/19/02 2000 1161 100 Turbine/Generator Full Power
06/19/02 2100 1162 100 Turbine/Generator Full Power
06/19/02 2200 1160 100 Turbine/Generator Full Power
06/19/02 2300 1160 100 Turbine/Generator Full Power
06/19/02 2400 1159 100 Turbine/Generator Full Power
06/20/02 0100 1160 100 Turbine/Generator Full Power
06/20/02 0200 1160 100 Turbine/Generator Full Power
06/20/02 0300 1159 100 Turbine/Generator Full Power
06/20/02 0400 1159 100 Turbine/Generator Full Power



06/20/02 0500 1161 100 Turbine/Generator Full Power
06/20/02 0600 1159 100 Turbine/Generator Full Power
06/20/02 0700 1160 100 Turbine/Generator Full Power
06/20/02 0800 1160 100 Turbine/Generator Full Power
06/20/02 0900 1160 100 Turbine/Generator Full Power
06/20/02 1000 1160 100 Turbine/Generator Full Power
06/20/02 1100 1159 100 Turbine/Generator Full Power
06/20/02 1200 1159 100 Turbine/Generator Full Power
06/20/02 1300 1157 99.9 Turbine/Generator Full Power
06/20/02 1400 1157 100 Turbine/Generator Full Power
06/20/02 1500 1157 99.9 Turbine/Generator Full Power
06/20/02 1600 1158 100 Turbine/Generator Full Power
06/20/02 1700 1158 100 Turbine/Generator Full Power
06/20/02 1800 1158 100 Turbine/Generator Full Power
06/20/02 1900 1157 100 Turbine/Generator Full Power
06/20/02 2000 1158 100 Turbine/Generator Full Power
06/20/02 2100 1158 99.9 Turbine/Generator Full Power
06/20/02 2200 1158 100 Turbine/Generator Full Power
06/20/02 2300 1159 100 Turbine/Generator Full Power
06/20/02 2400 1159 100 Turbine/Generator Full Power
06/21/02 0100 1158 100 Turbine/Generator Full Power
06/21/02 0200 1160 100 Turbine/Generator Full Power
06/21/02 0300 1160 100 Turbine/Generator Full Power
06/21/02 0400 1159 100 Turbine/Generator Full Power
06/21/02 0500 1159 100 Turbine/Generator Full Power
06/21/02 0600 1160 100 Turbine/Generator Full Power
06/21/02 0700 1150 100 Turbine/Generator Full Power
06/21/02 0800 1158 100 Turbine/Generator Full Power
06/21/02 0900 1159 100 Turbine/Generator Full Power
06/21/02 1000 1160 100 Turbine/Generator Full Power
06/21/02 1100 1159 100 Turbine/Generator Full Power
06/21/02 1200 1160 100 Turbine/Generator Full Power
06/21/02 1300 1160 100 Turbine/Generator Full Power
06/21/02 1400 1160 100 Turbine/Generator Full Power
06/21/02 1500 1160 100 Turbine/Generator Full Power
06/21/02 1600 1160 100 Turbine/Generator Full Power
06/21/02 1700 1160 100 Turbine/Generator Full Power
06/21/02 1800 1160 100 Turbine/Generator Full Power
06/21/02 1900 1160 100 Turbine/Generator Full Power
06/21/02 2000 1160 100 Turbine/Generator Full Power
06/21/02 2100 1160 100 Turbine/Generator Full Power
06/21/02 2200 1160 100 Turbine/Generator Full Power
06/21/02 2300 1161 100 Turbine/Generator Full Power
06/21/02 2400 1160 100 Turbine/Generator Full Power
06/22/02 0100 1160 100 Turbine/Generator Full Power
06/22/02 0200 1160 100 Turbine/Generator Full Power
06/22/02 0300 1159 100 Turbine/Generator Full Power
06/22/02 0400 1160 100 Turbine/Generator Full Power
06/22/02 0500 1159 100 Turbine/Generator Full Power
06/22/02 0600 1159 100 Turbine/Generator Full Power
06/22/02 0700 1160 100 Turbine/Generator Full Power
06/22/02 0800 1160 100 Turbine/Generator Full Power
06/22/02 0900 1160 100 Turbine/Generator Full Power
06/22/02 1000 1160 100 Turbine/Generator Full Power
06/22/02 1100 1161 100 Turbine/Generator Full Power
06/22/02 1200 1160 100 Turbine/Generator Full Power
06/22/02 1300 1160 100 Turbine/Generator Full Power
06/22/02 1400 1160 100 Turbine/Generator Full Power
06/22/02 1500 1160 100 Turbine/Generator Full Power
06/22/02 1600 1160 100 Turbine/Generator Full Power
06/22/02 1700 1160 100 Turbine/Generator Full Power
06/22/02 1800 1160 100 Turbine/Generator Full Power
06/22/02 1900 1161 100 Turbine/Generator Full Power



06/22/02 2000 1161 100 Turbine/Generator Full Power
06/22/02 2100 1161 100 Turbine/Generator Full Power
06/22/02 2200 1161 100 Turbine/Generator Full Power
06/22/02 2300 1160 100 Turbine/Generator Full Power
06/22/02 2400 1161 100 Turbine/Generator Full Power
06/23/02 0100 1160 100 Turbine/Generator Full Power
06/23/02 0200 1160 99.9 Turbine/Generator Full Power
06/23/02 0300 1160 100 Turbine/Generator Full Power
06/23/02 0400 1159 100 Turbine/Generator Full Power
06/23/02 0500 1159 100 Turbine/Generator Full Power
06/23/02 0600 1160 100 Turbine/Generator Full Power
06/23/02 0700 1160 100 Turbine/Generator Full Power
06/23/02 0800 1160 100 Turbine/Generator Full Power
06/23/02 0900 1160 100 Turbine/Generator Full Power
06/23/02 1000 1160 100 Turbine/Generator Full Power
06/23/02 1100 1160 100 Turbine/Generator Full Power
06/23/02 1200 1160 100 Turbine/Generator Full Power
06/23/02 1300 1160 100 Turbine/Generator Full Power
06/23/02 1400 1160 100 Turbine/Generator Full Power
06/23/02 1500 1160 100 Turbine/Generator Full Power
06/23/02 1600 1159 100 Turbine/Generator Full Power
06/23/02 1700 1160 100 Turbine/Generator Full Power
06/23/02 1800 1160 100 Turbine/Generator Full Power
06/23/02 1900 1160 100 Turbine/Generator Full Power
06/23/02 2000 1159 100 Turbine/Generator Full Power
06/23/02 2100 1160 100 Turbine/Generator Full Power
06/23/02 2200 1160 100 Turbine/Generator Full Power
06/23/02 2300 1160 100 Turbine/Generator Full Power
06/23/02 2400 1159 100 Turbine/Generator Full Power
06/24/02 0100 1160 100 Turbine/Generator Full Power
06/24/02 0200 1160 100 Turbine/Generator Full Power
06/24/02 0300 1160 100 Turbine/Generator Full Power
06/24/02 0400 1160 100 Turbine/Generator Full Power
06/24/02 0500 1159 100 Turbine/Generator Full Power
06/24/02 0600 1159 100 Turbine/Generator Full Power
06/24/02 0700 1160 100 Turbine/Generator Full Power
06/24/02 0800 1160 100 Turbine/Generator Full Power
06/24/02 0900 1161 100 Turbine/Generator Full Power
06/24/02 1000 1160 99.8 Turbine/Generator Full Power
06/24/02 1100 1160 100 Turbine/Generator Full Power
06/24/02 1200 1160 100 Turbine/Generator Full Power
06/24/02 1300 1160 100 Turbine/Generator Full Power
06/24/02 1400 1160 100 Turbine/Generator Full Power
06/24/02 1500 1160 100 Turbine/Generator Full Power
06/24/02 1600 1160 100 Turbine/Generator Full Power
06/24/02 1700 1159 100 Turbine/Generator Full Power
06/24/02 1800 1160 100 Turbine/Generator Full Power
06/24/02 1900 1159 100 Turbine/Generator Full Power
06/24/02 2000 1160 100 Turbine/Generator Full Power
06/24/02 2100 1159 100 Turbine/Generator Full Power
06/24/02 2200 1160 100 Turbine/Generator Full Power
06/24/02 2300 1160 100 Turbine/Generator Full Power
06/24/02 2400 1159 100 Turbine/Generator Full Power
06/25/02 0100 1160 100 Turbine/Generator Full Power
06/25/02 0200 1159 100 Turbine/Generator Full Power
06/25/02 0300 1160 100 Turbine/Generator Full Power
06/25/02 0400 1160 100 Turbine/Generator Full Power
06/25/02 0500 1160 99.9 Turbine/Generator Full Power
06/25/02 0600 1160 100 Turbine/Generator Full Power
06/25/02 0700 1160 100 Turbine/Generator Full Power
06/25/02 0800 1159 99.9 Turbine/Generator Full Power
06/25/02 0900 1160 100 Turbine/Generator Full Power
06/25/02 1000 1160 100 Turbine/Generator Full Power



06/25/02 1100 1160 100 Turbine/Generator Full Power
06/25/02 1200 1160 99.9 Turbine/Generator Full Power
06/25/02 1300 1160 100 Turbine/Generator Full Power
06/25/02 1400 1160 100 Turbine/Generator Full Power
06/25/02 1500 1160 100 Turbine/Generator Full Power
06/25/02 1600 1160 99.3 Turbine/Generator Full Power
06/25/02 1700 1160 99.9 Turbine/Generator Full Power
06/25/02 1800 1160 100 Turbine/Generator Full Power
06/25/02 1900 1160 100 Turbine/Generator Full Power
06/25/02 2000 1160 100 Turbine/Generator Full Power
06/25/02 2100 1160 100 Turbine/Generator Full Power
06/25/02 2200 1160 100 Turbine/Generator Full Power
06/25/02 2300 1160 100 Turbine/Generator Full Power
06/25/02 2400 1160 100 Turbine/Generator Full Power
06/26/02 0100 1159 100 Turbine/Generator Full Power
06/26/02 0200 1160 99.9 Turbine/Generator Full Power
06/26/02 0300 1159 100 Turbine/Generator Full Power
06/26/02 0400 1159 100 Turbine/Generator Full Power
06/26/02 0500 1159 100 Turbine/Generator Full Power
06/26/02 0600 1159 100 Turbine/Generator Full Power
06/26/02 0700 1159 100 Turbine/Generator Full Power
06/26/02 0800 1160 100 Turbine/Generator Full Power
06/26/02 0900 1159 100 Turbine/Generator Full Power
06/26/02 1000 1160 100 Turbine/Generator Full Power
06/26/02 1100 1160 100 Turbine/Generator Full Power
06/26/02 1200 1159 99.9 Turbine/Generator Full Power
06/26/02 1300 1159 100 Turbine/Generator Full Power
06/26/02 1400 1159 100 Turbine/Generator Full Power
06/26/02 1500 1160 100 Turbine/Generator Full Power
06/26/02 1600 1159 100 Turbine/Generator Full Power
06/26/02 1700 1159 100 Turbine/Generator Full Power
06/26/02 1800 1159 100 Turbine/Generator Full Power
06/26/02 1900 1159 99.9 Turbine/Generator Full Power
06/26/02 2000 1160 100 Turbine/Generator Full Power
06/26/02 2100 1159 99.9 Turbine/Generator Full Power
06/26/02 2200 1159 100 Turbine/Generator Full Power
06/26/02 2300 1160 100 Turbine/Generator Full Power
06/26/02 2400 1159 100 Turbine/Generator Full Power
06/27/02 0100 1159 100 Turbine/Generator Full Power
06/27/02 0200 1159 100 Turbine/Generator Full Power
06/27/02 0300 1159 100 Turbine/Generator Full Power
06/27/02 0400 1160 100 Turbine/Generator Full Power
06/27/02 0500 1159 100 Turbine/Generator Full Power
06/27/02 0600 1159 100 Turbine/Generator Full Power
06/27/02 0700 1159 100 Turbine/Generator Full Power
06/27/02 0800 1159 100 Turbine/Generator Full Power
06/27/02 0900 1159 100 Turbine/Generator Full Power
06/27/02 1000 1159 100 Turbine/Generator Full Power
06/27/02 1100 1158 100 Turbine/Generator Full Power
06/27/02 1200 1158 100 Turbine/Generator Full Power
06/27/02 1300 1158 100 Turbine/Generator Full Power
06/27/02 1400 1158 99.9 Turbine/Generator Full Power
06/27/02 1500 1159 99.9 Turbine/Generator Full Power
06/27/02 1600 1159 99.9 Turbine/Generator Full Power
06/27/02 1700 1159 100 Turbine/Generator Full Power
06/27/02 1800 1160 100 Turbine/Generator Full Power
06/27/02 1900 1159 100 Turbine/Generator Full Power
06/27/02 2000 1159 100 Turbine/Generator Full Power
06/27/02 2100 1160 100 Turbine/Generator Full Power
06/27/02 2200 1159 100 Turbine/Generator Full Power
06/27/02 2300 1159 99.9 Turbine/Generator Full Power
06/27/02 2400 1160 100 Turbine/Generator Full Power
06/28/02 0100 1159 100 Turbine/Generator Full Power



06/28/02 0200 1159 100 Turbine/Generator Full Power
06/28/02 0300 1159 100 Turbine/Generator Full Power
06/28/02 0400 1159 99.9 Turbine/Generator Full Power
06/28/02 0500 1160 100 Turbine/Generator Full Power
06/28/02 0600 1159 99.9 Turbine/Generator Full Power
06/28/02 0700 1158 99.9 Turbine/Generator Full Power
06/28/02 0800 1159 99.9 Turbine/Generator Full Power
06/28/02 0900 1159 100 Turbine/Generator Full Power
06/28/02 1000 1160 100 Turbine/Generator Full Power
06/28/02 1100 1159 99.9 Turbine/Generator Full Power
06/28/02 1200 1160 100 Turbine/Generator Full Power
06/28/02 1300 1160 100 Turbine/Generator Full Power
06/28/02 1400 1160 100 Turbine/Generator Full Power
06/28/02 1500 1160 100 Turbine/Generator Full Power
06/28/02 1600 1160 100 Turbine/Generator Full Power
06/28/02 1700 1160 100 Turbine/Generator Full Power
06/28/02 1800 1159 99.9 Turbine/Generator Full Power
06/28/02 1900 1159 100 Turbine/Generator Full Power
06/28/02 2000 1159 100 Turbine/Generator Full Power
06/28/02 2100 1159 99.9 Turbine/Generator Full Power
06/28/02 2200 1160 100 Turbine/Generator Full Power
06/28/02 2300 1160 100 Turbine/Generator Full Power
06/28/02 2400 1160 100 Turbine/Generator Full Power
06/29/02 0100 1160 100 Turbine/Generator Full Power
06/29/02 0200 1159 100 Turbine/Generator Full Power
06/29/02 0300 1159 99.9 Turbine/Generator Full Power
06/29/02 0400 1159 100 Turbine/Generator Full Power
06/29/02 0500 1159 99.9 Turbine/Generator Full Power
06/29/02 0600 1160 99.9 Turbine/Generator Full Power
06/29/02 0700 1159 100 Turbine/Generator Full Power
06/29/02 0800 1157 99.9 Turbine/Generator Full Power
06/29/02 0900 1159 100 Turbine/Generator Full Power
06/29/02 1000 1160 100 Turbine/Generator Full Power
06/29/02 1100 1158 99.9 Turbine/Generator Full Power
06/29/02 1200 1160 99.9 Turbine/Generator Full Power
06/29/02 1300 1158 99.9 Turbine/Generator Full Power
06/29/02 1400 1159 99.9 Turbine/Generator Full Power
06/29/02 1500 1158 99.9 Turbine/Generator Full Power
06/29/02 1600 1159 99.9 Turbine/Generator Full Power
06/29/02 1700 1158 99.9 Turbine/Generator Full Power
06/29/02 1800 1158 100 Turbine/Generator Full Power
06/29/02 1900 1158 99.9 Turbine/Generator Full Power
06/29/02 2000 1159 99.9 Turbine/Generator Full Power
06/29/02 2100 1160 100 Turbine/Generator Full Power
06/29/02 2200 1160 100 Turbine/Generator Full Power
06/29/02 2300 1159 100 Turbine/Generator Full Power
06/29/02 2400 1160 100 Turbine/Generator Full Power
06/30/02 0100 1160 100 Turbine/Generator Full Power
06/30/02 0200 1160 100 Turbine/Generator Full Power
06/30/02 0300 1160 100 Turbine/Generator Full Power
06/30/02 0400 1160 100 Turbine/Generator Full Power
06/30/02 0500 1159 99.9 Turbine/Generator Full Power
06/30/02 0600 1160 100 Turbine/Generator Full Power
06/30/02 0700 1159 100 Turbine/Generator Full Power
06/30/02 0800 1160 100 Turbine/Generator Full Power
06/30/02 0900 1160 100 Turbine/Generator Full Power
06/30/02 1000 1159 100 Turbine/Generator Full Power
06/30/02 1100 1159 100 Turbine/Generator Full Power
06/30/02 1200 1159 100 Turbine/Generator Full Power
06/30/02 1300 1159 100 Turbine/Generator Full Power
06/30/02 1400 1159 100 Turbine/Generator Full Power
06/30/02 1500 1159 100 Turbine/Generator Full Power
06/30/02 1600 1159 100 Turbine/Generator Full Power



06/30/02 1700 1159 99.9 Turbine/Generator Full Power
06/30/02 1800 1159 100 Turbine/Generator Full Power
06/30/02 1900 1159 100 Turbine/Generator Full Power
06/30/02 2000 1159 99.9 Turbine/Generator Full Power
06/30/02 2100 1159 100 Turbine/Generator Full Power
06/30/02 2200 1158 99.9 Turbine/Generator Full Power
06/30/02 2300 1159 100 Turbine/Generator Full Power
06/30/02 2400 1158 100 Turbine/Generator Full Power
07/01/02 0100 1158 100 Turbine/Generator Full Power
07/01/02 0200 1158 100 Turbine/Generator Full Power
07/01/02 0300 1158 100 Turbine/Generator Full Power
07/01/02 0400 1159 100 Turbine/Generator Full Power
07/01/02 0500 1158 100 Turbine/Generator Full Power
07/01/02 0600 1158 100 Turbine/Generator Full Power
07/01/02 0700 1158 100 Turbine/Generator Full Power
07/01/02 0800 1159 100 Turbine/Generator Full Power
07/01/02 0900 1159 100 Turbine/Generator Full Power
07/01/02 1000 1159 100 Turbine/Generator Full Power
07/01/02 1100 1159 100 Turbine/Generator Full Power
07/01/02 1200 1159 100 Turbine/Generator Full Power
07/01/02 1300 1158 100 Turbine/Generator Full Power
07/01/02 1400 1158 100 Turbine/Generator Full Power
07/01/02 1500 1157 100 Turbine/Generator Full Power
07/01/02 1600 1159 100 Turbine/Generator Full Power
07/01/02 1700 1158 100 Turbine/Generator Full Power
07/01/02 1800 1158 100 Turbine/Generator Full Power
07/01/02 1900 1158 100 Turbine/Generator Full Power
07/01/02 2000 1158 99.9 Turbine/Generator Full Power
07/01/02 2100 1159 100 Turbine/Generator Full Power
07/01/02 2200 1159 100 Turbine/Generator Full Power
07/01/02 2300 1158 99.9 Turbine/Generator Full Power
07/01/02 2400 1159 100 Turbine/Generator Full Power
07/02/02 0100 1071 90.3 00:42 Curtailment due to vibration in Turbine Brg #11.
07/02/02 0200 963 83.4 Curtailed for Turbine vibration problems.
07/02/02 0300 972 82.4 Curtailed for Turbine vibration problems.
07/02/02 0400 993 84.6 Curtailed for Turbine vibration problems.
07/02/02 0500 1023 87.7 Curtailed for Turbine vibration problems.
07/02/02 0600 1036 89.3 Curtailed for Turbine vibration problems.
07/02/02 0700 1038 89.1 Curtailed for Turbine vibration problems.
07/02/02 0800 1045 89.7 Curtailed for Turbine vibration problems.
07/02/02 0900 1049 90.1 Curtailed for Turbine vibration problems.
07/02/02 1000 1055 90.4 Curtailed for Turbine vibration problems.
07/02/02 1100 1062 90.9 Curtailed for Turbine vibration problems.
07/02/02 1200 1066 91.2 Curtailed for Turbine vibration problems.
07/02/02 1300 1067 91.5 Curtailed for Turbine vibration problems.
07/02/02 1400 1066 91.5 Curtailed for Turbine vibration problems.
07/02/02 1500 1067 91.4 Curtailed for Turbine vibration problems.
07/02/02 1600 1068 91.5 Curtailed for Turbine vibration problems.
07/02/02 1700 1068 91.4 Curtailed for Turbine vibration problems.
07/02/02 1800 1066 91.3 Curtailed for Turbine vibration problems.
07/02/02 1900 1069 91.7 Curtailed for Turbine vibration problems.
07/02/02 2000 1069 91.6 Curtailed for Turbine vibration problems.
07/02/02 2100 1070 91.5 Curtailed for Turbine vibration problems.
07/02/02 2200 1045 87.6 Curtailed for Turbine vibration problems.
07/02/02 2300 1050 89.9 Curtailed for Turbine vibration problems.
07/02/02 2400 1050 90 Curtailed for Turbine vibration problems.
07/03/02 0100 1050 89.9 Curtailed for Turbine vibration problems.
07/03/02 0200 1043 89.8 Curtailed for Turbine vibration problems.
07/03/02 0300 990 85.3 Ramp-down complete at 85%
07/03/02 0400 990 85.2 Curtailed for Turbine vibration problems.
07/03/02 0500 990 85.3 Curtailed for Turbine vibration problems.
07/03/02 0600 994 85.6 Curtailed for Turbine vibration problems.
07/03/02 0700 994 85.5 Curtailed for Turbine vibration problems.



07/03/02 0800 993 85.5 Curtailed for Turbine vibration problems.
07/03/02 0900 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 1000 994 85.6 Curtailed for Turbine vibration problems.
07/03/02 1100 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 1200 994 85.6 Curtailed for Turbine vibration problems.
07/03/02 1300 994 85.7 Curtailed for Turbine vibration problems.
07/03/02 1400 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 1500 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 1600 995 85.8 Curtailed for Turbine vibration problems.
07/03/02 1700 994 85.7 Curtailed for Turbine vibration problems.
07/03/02 1800 994 85.6 Curtailed for Turbine vibration problems.
07/03/02 1900 994 85.7 Curtailed for Turbine vibration problems.
07/03/02 2000 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 2100 993 85.6 Curtailed for Turbine vibration problems.
07/03/02 2200 1002 86.5 Curtailed for Turbine vibration problems.
07/03/02 2300 1030 88.7 Ramp-up started
07/03/02 2400 1056 90.4 Curtailed for Turbine vibration problems.
07/04/02 0100 1067 91.3 Curtailed for Turbine vibration problems.
07/04/02 0200 1079 92.4 Curtailed for Turbine vibration problems.
07/04/02 0300 1091 93.7 Curtailed for Turbine vibration problems.
07/04/02 0400 1099 94.5 Curtailed for Turbine vibration problems.
07/04/02 0500 1100 94.8 Curtailed for Turbine vibration problems.
07/04/02 0600 1106 95.4 Curtailed for Turbine vibration problems.
07/04/02 0700 1108 95.5 Curtailed for Turbine vibration problems.
07/04/02 0800 1112 96.2 Curtailed for Turbine vibration problems.
07/04/02 0900 1121 96.8 Curtailed for Turbine vibration problems.
07/04/02 1000 1133 97.9 Curtailed for Turbine vibration problems.
07/04/02 1100 1146 99 Curtailed for Turbine vibration problems.
07/04/02 1200 1151 99.5 Curtailed for Turbine vibration problems.
07/04/02 1300 1157 99.9 13:33 Reactor & Turbine at 100%
07/04/02 1400 1156 99.9 Turbine/Generator Full Power
07/04/02 1500 1157 99.9 Turbine/Generator Full Power
07/04/02 1600 1156 99.9 Turbine/Generator Full Power
07/04/02 1700 1155 99.9 Turbine/Generator Full Power
07/04/02 1800 1155 99.9 Turbine/Generator Full Power
07/04/02 1900 1156 99.9 Turbine/Generator Full Power
07/04/02 2000 1156 99.8 Turbine/Generator Full Power
07/04/02 2100 1156 99.9 Turbine/Generator Full Power
07/04/02 2200 1158 99.9 Turbine/Generator Full Power
07/04/02 2300 1158 99.9 Turbine/Generator Full Power
07/04/02 2400 1159 100 Turbine/Generator Full Power
07/05/02 0100 1158 100 Turbine/Generator Full Power
07/05/02 0200 1159 100 Turbine/Generator Full Power
07/05/02 0300 1159 100 Turbine/Generator Full Power
07/05/02 0400 1159 100 Turbine/Generator Full Power
07/05/02 0500 1158 100 Turbine/Generator Full Power
07/05/02 0600 1159 100 Turbine/Generator Full Power
07/05/02 0700 1158 100 Turbine/Generator Full Power
07/05/02 0800 1159 100 Turbine/Generator Full Power
07/05/02 0900 1160 100 Turbine/Generator Full Power
07/05/02 1000 1158 100 Turbine/Generator Full Power
07/05/02 1100 1158 100 Turbine/Generator Full Power
07/05/02 1200 1158 100 Turbine/Generator Full Power
07/05/02 1300 1157 100 Turbine/Generator Full Power
07/05/02 1400 1156 99.9 Turbine/Generator Full Power
07/05/02 1500 1157 99.9 Turbine/Generator Full Power
07/05/02 1600 1158 100 Turbine/Generator Full Power
07/05/02 1700 1158 100 Turbine/Generator Full Power
07/05/02 1800 1159 100 Turbine/Generator Full Power
07/05/02 1900 1159 100 Turbine/Generator Full Power
07/05/02 2000 1159 100 Turbine/Generator Full Power
07/05/02 2100 1159 100 Turbine/Generator Full Power
07/05/02 2200 1159 100 Turbine/Generator Full Power



07/05/02 2300 1159 100 Turbine/Generator Full Power
07/05/02 2400 1159 100 Turbine/Generator Full Power
07/06/02 0100 1158 100 Turbine/Generator Full Power
07/06/02 0200 1159 100 Turbine/Generator Full Power
07/06/02 0300 1159 100 Turbine/Generator Full Power
07/06/02 0400 1160 100.5 Turbine/Generator Full Power
07/06/02 0500 1160 100.5 Turbine/Generator Full Power
07/06/02 0600 1160 100.5 Turbine/Generator Full Power
07/06/02 0700 1160 100.5 Turbine/Generator Full Power
07/06/02 0800 1159 100 Turbine/Generator Full Power
07/06/02 0900 1158 100 Turbine/Generator Full Power
07/06/02 1000 1158 100 Turbine/Generator Full Power
07/06/02 1100 1158 100 Turbine/Generator Full Power
07/06/02 1200 1158 100 Turbine/Generator Full Power
07/06/02 1300 1158 100 Turbine/Generator Full Power
07/06/02 1400 1158 99.9 Turbine/Generator Full Power
07/06/02 1500 1158 100 Turbine/Generator Full Power
07/06/02 1600 1158 99.9 Turbine/Generator Full Power
07/06/02 1700 1157 100 Turbine/Generator Full Power
07/06/02 1800 1159 100 Turbine/Generator Full Power
07/06/02 1900 1159 100 Turbine/Generator Full Power
07/06/02 2000 1159 100 Turbine/Generator Full Power
07/06/02 2100 1159 100 Turbine/Generator Full Power
07/06/02 2200 1158 100 Turbine/Generator Full Power
07/06/02 2300 1158 100 Turbine/Generator Full Power
07/06/02 2400 1157 100 Turbine/Generator Full Power
07/07/02 0100 1158 100 Turbine/Generator Full Power
07/07/02 0200 1157 100 Turbine/Generator Full Power
07/07/02 0300 1157 100 Turbine/Generator Full Power
07/07/02 0400 1158 100 Turbine/Generator Full Power
07/07/02 0500 1159 100 Turbine/Generator Full Power
07/07/02 0600 1158 100 Turbine/Generator Full Power
07/07/02 0700 1158 100 Turbine/Generator Full Power
07/07/02 0800 1158 100 Turbine/Generator Full Power
07/07/02 0900 1158 99.9 Turbine/Generator Full Power
07/07/02 1000 1158 100 Turbine/Generator Full Power
07/07/02 1100 1158 100 Turbine/Generator Full Power
07/07/02 1200 1158 100 Turbine/Generator Full Power
07/07/02 1300 1157 99.9 Turbine/Generator Full Power
07/07/02 1400 1158 100.1 Turbine/Generator Full Power
07/07/02 1500 1158 100 Turbine/Generator Full Power
07/07/02 1600 1158 100 Turbine/Generator Full Power
07/07/02 1700 1158 99.9 Turbine/Generator Full Power
07/07/02 1800 1158 100 Turbine/Generator Full Power
07/07/02 1900 1159 100 Turbine/Generator Full Power
07/07/02 2000 1158 100 Turbine/Generator Full Power
07/07/02 2100 1159 100 Turbine/Generator Full Power
07/07/02 2200 1159 100 Turbine/Generator Full Power
07/07/02 2300 1158 100 Turbine/Generator Full Power
07/07/02 2400 1159 100.1 Turbine/Generator Full Power
07/08/02 0100 1159 100 Turbine/Generator Full Power
07/08/02 0200 1159 100 Turbine/Generator Full Power
07/08/02 0300 1158 100 Turbine/Generator Full Power
07/08/02 0400 1158 100 Turbine/Generator Full Power
07/08/02 0500 1159 100 Turbine/Generator Full Power
07/08/02 0600 1159 100 Turbine/Generator Full Power
07/08/02 0700 1159 100 Turbine/Generator Full Power
07/08/02 0800 1158 100 Turbine/Generator Full Power
07/08/02 0900 1159 100 Turbine/Generator Full Power
07/08/02 1000 1158 100 Turbine/Generator Full Power
07/08/02 1100 1158 100 Turbine/Generator Full Power
07/08/02 1200 1158 100 Turbine/Generator Full Power
07/08/02 1300 1158 100 Turbine/Generator Full Power



07/08/02 1400 1160 100 Turbine/Generator Full Power
07/08/02 1500 1157 99.9 Turbine/Generator Full Power
07/08/02 1600 1160 100 Turbine/Generator Full Power
07/08/02 1700 1160 99.9 Turbine/Generator Full Power
07/08/02 1800 1158 100 Turbine/Generator Full Power
07/08/02 1900 1159 100 Turbine/Generator Full Power
07/08/02 2000 1159 100 Turbine/Generator Full Power
07/08/02 2100 1159 100 Turbine/Generator Full Power
07/08/02 2200 1159 100 Turbine/Generator Full Power
07/08/02 2300 1160 100 Turbine/Generator Full Power
07/08/02 2400 1159 100 Turbine/Generator Full Power
07/09/02 0100 1159 100 Turbine/Generator Full Power
07/09/02 0200 1159 100 Turbine/Generator Full Power
07/09/02 0300 1159 100 Turbine/Generator Full Power
07/09/02 0400 1159 100 Turbine/Generator Full Power
07/09/02 0500 1159 100 Turbine/Generator Full Power
07/09/02 0600 1159 100 Turbine/Generator Full Power
07/09/02 0700 1159 100 Turbine/Generator Full Power
07/09/02 0800 1159 100 Turbine/Generator Full Power
07/09/02 0900 1159 100 Turbine/Generator Full Power
07/09/02 1000 1160 100 Turbine/Generator Full Power
07/09/02 1100 1158 100 Turbine/Generator Full Power
07/09/02 1200 1158 100 Turbine/Generator Full Power
07/09/02 1300 1157 100 Turbine/Generator Full Power
07/09/02 1400 1158 100 Turbine/Generator Full Power
07/09/02 1500 1157 100 Turbine/Generator Full Power
07/09/02 1600 1157 100 Turbine/Generator Full Power
07/09/02 1700 1157 100 Turbine/Generator Full Power
07/09/02 1800 1157 100 Turbine/Generator Full Power
07/09/02 1900 1158 100 Turbine/Generator Full Power
07/09/02 2000 1158 100 Turbine/Generator Full Power
07/09/02 2100 1158 100 Turbine/Generator Full Power
07/09/02 2200 1158 100 Turbine/Generator Full Power
07/09/02 2300 1158 100 Turbine/Generator Full Power
07/09/02 2400 1158 100 Turbine/Generator Full Power
07/10/02 0100 1159 100 Turbine/Generator Full Power
07/10/02 0200 1158 100 Turbine/Generator Full Power
07/10/02 0300 1157 100 Turbine/Generator Full Power
07/10/02 0400 1157 100 Turbine/Generator Full Power
07/10/02 0500 1156 100 Turbine/Generator Full Power
07/10/02 0600 1157 100 Turbine/Generator Full Power
07/10/02 0700 1157 100 Turbine/Generator Full Power
07/10/02 0800 1157 100 Turbine/Generator Full Power
07/10/02 0900 1159 100 Turbine/Generator Full Power
07/10/02 1000 1158 100 Turbine/Generator Full Power
07/10/02 1100 1158 100.1 Turbine/Generator Full Power
07/10/02 1200 1157 100.2 Turbine/Generator Full Power
07/10/02 1300 1158 100 Turbine/Generator Full Power
07/10/02 1400 1155 99.9 Turbine/Generator Full Power
07/10/02 1500 1157 100.1 Turbine/Generator Full Power
07/10/02 1600 1156 100 Turbine/Generator Full Power
07/10/02 1700 1156 100 Turbine/Generator Full Power
07/10/02 1800 1158 100 Turbine/Generator Full Power
07/10/02 1900 1156 100 Turbine/Generator Full Power
07/10/02 2000 1156 100 Turbine/Generator Full Power
07/10/02 2100 1157 100 Turbine/Generator Full Power
07/10/02 2200 1158 100 Turbine/Generator Full Power
07/10/02 2300 1158 100 Turbine/Generator Full Power
07/10/02 2400 1158 100 Turbine/Generator Full Power
07/11/02 0100 1157 100 Turbine/Generator Full Power
07/11/02 0200 1157 100 Turbine/Generator Full Power
07/11/02 0300 1157 100 Turbine/Generator Full Power
07/11/02 0400 1156 100 Turbine/Generator Full Power



07/11/02 0500 1157 100 Turbine/Generator Full Power
07/11/02 0600 1157 100 Turbine/Generator Full Power
07/11/02 0700 1157 100 Turbine/Generator Full Power
07/11/02 0800 1156 100 Turbine/Generator Full Power
07/11/02 0900 1158 100 Turbine/Generator Full Power
07/11/02 1000 1158 100 Turbine/Generator Full Power
07/11/02 1100 1158 100 Turbine/Generator Full Power
07/11/02 1200 1157 100 Turbine/Generator Full Power
07/11/02 1300 1158 100 Turbine/Generator Full Power
07/11/02 1400 1158 100 Turbine/Generator Full Power
07/11/02 1500 1157 100 Turbine/Generator Full Power
07/11/02 1600 1157 100 Turbine/Generator Full Power
07/11/02 1700 1158 100 Turbine/Generator Full Power
07/11/02 1800 1156 100 Turbine/Generator Full Power
07/11/02 1900 1158 100 Turbine/Generator Full Power
07/11/02 2000 1157 99.9 Turbine/Generator Full Power
07/11/02 2100 1157 100 Turbine/Generator Full Power
07/11/02 2200 1157 100 Turbine/Generator Full Power
07/11/02 2300 1158 100 Turbine/Generator Full Power
07/11/02 2400 1158 100 Turbine/Generator Full Power
07/12/02 0100 1158 100 Turbine/Generator Full Power
07/12/02 0200 1158 100 Turbine/Generator Full Power
07/12/02 0300 1157 100 Turbine/Generator Full Power
07/12/02 0400 1157 100 Turbine/Generator Full Power
07/12/02 0500 1157 99.9 Turbine/Generator Full Power
07/12/02 0600 1157 100 Turbine/Generator Full Power
07/12/02 0700 1158 100 Turbine/Generator Full Power
07/12/02 0800 1158 100 Turbine/Generator Full Power
07/12/02 0900 1157 100 Turbine/Generator Full Power
07/12/02 1000 1157 100 Turbine/Generator Full Power
07/12/02 1100 1157 100 Turbine/Generator Full Power
07/12/02 1200 1157 100 Turbine/Generator Full Power
07/12/02 1300 1158 100 Turbine/Generator Full Power
07/12/02 1400 1157 100 Turbine/Generator Full Power
07/12/02 1500 1157 100 Turbine/Generator Full Power
07/12/02 1600 1157 100 Turbine/Generator Full Power
07/12/02 1700 1156 100 Turbine/Generator Full Power
07/12/02 1800 1156 99.9 Turbine/Generator Full Power
07/12/02 1900 1156 100 Turbine/Generator Full Power
07/12/02 2000 1156 100 Turbine/Generator Full Power
07/12/02 2100 1157 100 Turbine/Generator Full Power
07/12/02 2200 1156 100 Turbine/Generator Full Power
07/12/02 2300 1076 93 23:34 started ramp-down to come OFF-LINE
07/12/02 2400 885 78.3 More Turbine vibration problems.
07/13/02 0100 699 63.4 More Turbine vibration problems.
07/13/02 0200 531 51.8 More Turbine vibration problems.
07/13/02 0300 400 41.1 More Turbine vibration problems.
07/13/02 0400 277 31.7 More Turbine vibration problems.
07/13/02 0500 158 21.6 More Turbine vibration problems.
07/13/02 0600 63 15.4 More Turbine vibration problems.
07/13/02 0700 63 15.2 More Turbine vibration problems.
07/13/02 0800 63 15.7 More Turbine vibration problems.
07/13/02 0900 65 16 09:53 OFF-LINE
07/13/02 1000 0 16 Off-line.
07/13/02 1100 0 17 Off-line.
07/13/02 1200 0 16 Off-line.
07/13/02 1300 0 16 Off-line.
07/13/02 1400 0 16.1 Off-line.
07/13/02 1500 0 14.2 Off-line.
07/13/02 1600 0 16.1 Off-line.
07/13/02 1700 0 14.7 Off-line.
07/13/02 1800 0 14.9 Off-line.
07/13/02 1900 0 14.7 Off-line.



07/13/02 2000 0 14.4 Off-line.
07/13/02 2100 0 14.4 Off-line.
07/13/02 2200 0 14.6 Off-line.
07/13/02 2300 0 14.4 Off-line.
07/13/02 2400 0 14.9 Off-line.
07/14/02 0100 182 23.7 00:05 ON-LINE
07/14/02 0200 252 29.9 Power Ascension.
07/14/02 0300 240 27.7 Power Ascension.
07/14/02 0400 241 28.8 Power Ascension.
07/14/02 0500 337 37.3 Power Ascension.
07/14/02 0600 435 45.8 Power Ascension.
07/14/02 0700 583 55.6 Power Ascension.
07/14/02 0800 707 65.8 Power Ascension.
07/14/02 0900 895 78.2 Power Ascension.
07/14/02 1000 1046 89.9 Power Ascension.
07/14/02 1100 1036 88.8 Power Ascension.
07/14/02 1200 1035 88.9 Power Ascension.
07/14/02 1300 1034 88.8 Power Ascension.
07/14/02 1400 1075 92.1 Power Ascension.
07/14/02 1500 1109 96.2 Power Ascension.
07/14/02 1600 1110 96.2 Power Ascension.
07/14/02 1700 1117 96.7 Power Ascension.
07/14/02 1800 1129 97.7 Power Ascension.
07/14/02 1900 1156 99.8 18:56 RX & TG at 100%
07/14/02 2000 1159 100 Turbine/Generator Full Power
07/14/02 2100 1151 99.5 Turbine/Generator Full Power
07/14/02 2200 1159 100 Turbine/Generator Full Power
07/14/02 2300 1153 99.8 Turbine/Generator Full Power
07/14/02 2400 1153 99.5 Turbine/Generator Full Power
07/15/02 0100 1154 99.7 Turbine/Generator Full Power
07/15/02 0200 1155 99.8 Turbine/Generator Full Power
07/15/02 0300 1157 99.9 Turbine/Generator Full Power
07/15/02 0400 1157 100.1 Turbine/Generator Full Power
07/15/02 0500 1152 99.7 Turbine/Generator Full Power
07/15/02 0600 1158 100 Turbine/Generator Full Power
07/15/02 0700 1157 99.8 Turbine/Generator Full Power
07/15/02 0800 1155 99.9 Turbine/Generator Full Power
07/15/02 0900 1155 99.9 Turbine/Generator Full Power
07/15/02 1000 1156 99.9 Turbine/Generator Full Power
07/15/02 1100 1155 99.8 Turbine/Generator Full Power
07/15/02 1200 1156 99.9 Turbine/Generator Full Power
07/15/02 1300 1157 99.9 Turbine/Generator Full Power
07/15/02 1400 1157 100 Turbine/Generator Full Power
07/15/02 1500 1158 100 Turbine/Generator Full Power
07/15/02 1600 1157 100 Turbine/Generator Full Power
07/15/02 1700 1156 99.9 Turbine/Generator Full Power
07/15/02 1800 1157 100 Turbine/Generator Full Power
07/15/02 1900 1157 100 Turbine/Generator Full Power
07/15/02 2000 1157 99.9 Turbine/Generator Full Power
07/15/02 2100 1157 99 Turbine/Generator Full Power
07/15/02 2200 1157 99 Turbine/Generator Full Power
07/15/02 2300 1157 99 Turbine/Generator Full Power
07/15/02 2400 1158 100.2 Turbine/Generator Full Power
07/16/02 0100 1157 100 Turbine/Generator Full Power
07/16/02 0200 1158 100 Turbine/Generator Full Power
07/16/02 0300 1158 100 Turbine/Generator Full Power
07/16/02 0400 1158 100 Turbine/Generator Full Power
07/16/02 0500 1158 100 Turbine/Generator Full Power
07/16/02 0600 1158 100 Turbine/Generator Full Power
07/16/02 0700 1157 100 Turbine/Generator Full Power
07/16/02 0800 1158 100 Turbine/Generator Full Power
07/16/02 0900 1158 100 Turbine/Generator Full Power
07/16/02 1000 1158 100 Turbine/Generator Full Power



07/16/02 1100 1158 100 Turbine/Generator Full Power
07/16/02 1200 1158 100 Turbine/Generator Full Power
07/16/02 1300 1158 100 Turbine/Generator Full Power
07/16/02 1400 1158 100 Turbine/Generator Full Power
07/16/02 1500 1157 100 Turbine/Generator Full Power
07/16/02 1600 1158 100 Turbine/Generator Full Power
07/16/02 1700 1157 100 Turbine/Generator Full Power
07/16/02 1800 1157 100 Turbine/Generator Full Power
07/16/02 1900 1157 100 Turbine/Generator Full Power
07/16/02 2000 1156 100 Turbine/Generator Full Power
07/16/02 2100 1156 100 Turbine/Generator Full Power
07/16/02 2200 1158 100 Turbine/Generator Full Power
07/16/02 2300 1157 100 Turbine/Generator Full Power
07/16/02 2400 1158 100 Turbine/Generator Full Power
07/17/02 0100 1159 100 Turbine/Generator Full Power
07/17/02 0200 1159 100 Turbine/Generator Full Power
07/17/02 0300 1158 100 Turbine/Generator Full Power
07/17/02 0400 1159 100 Turbine/Generator Full Power
07/17/02 0500 1159 100 Turbine/Generator Full Power
07/17/02 0600 1159 100 Turbine/Generator Full Power
07/17/02 0700 1159 100 Turbine/Generator Full Power
07/17/02 0800 1159 100 Turbine/Generator Full Power
07/17/02 0900 1158 100 Turbine/Generator Full Power
07/17/02 1000 1158 100 Turbine/Generator Full Power
07/17/02 1100 1158 100 Turbine/Generator Full Power
07/17/02 1200 1157 100 Turbine/Generator Full Power
07/17/02 1300 1157 100 Turbine/Generator Full Power
07/17/02 1400 1157 100 Turbine/Generator Full Power
07/17/02 1500 1157 100 Turbine/Generator Full Power
07/17/02 1600 1157 99.5 Turbine/Generator Full Power
07/17/02 1700 1157 99.5 Turbine/Generator Full Power
07/17/02 1800 1157 100 Turbine/Generator Full Power
07/17/02 1900 1157 100 Turbine/Generator Full Power
07/17/02 2000 1157 99.9 Turbine/Generator Full Power
07/17/02 2100 1158 100 Turbine/Generator Full Power
07/17/02 2200 1157 100 Turbine/Generator Full Power
07/17/02 2300 1158 100 Turbine/Generator Full Power
07/17/02 2400 1158 100 Turbine/Generator Full Power
07/18/02 0100 1158 100 Turbine/Generator Full Power
07/18/02 0200 1158 100 Turbine/Generator Full Power
07/18/02 0300 1158 100 Turbine/Generator Full Power
07/18/02 0400 1158 100 Turbine/Generator Full Power
07/18/02 0500 1158 100 Turbine/Generator Full Power
07/18/02 0600 1158 100 Turbine/Generator Full Power
07/18/02 0700 1158 100 Turbine/Generator Full Power
07/18/02 0800 1158 100 Turbine/Generator Full Power
07/18/02 0900 1157 100 Turbine/Generator Full Power
07/18/02 1000 1158 100 Turbine/Generator Full Power
07/18/02 1100 1157 99.4 Turbine/Generator Full Power
07/18/02 1200 1158 99.4 Turbine/Generator Full Power
07/18/02 1300 1158 99.4 Turbine/Generator Full Power
07/18/02 1400 1157 99.4 Turbine/Generator Full Power
07/18/02 1500 1158 99.4 Turbine/Generator Full Power
07/18/02 1600 1158 99.4 Turbine/Generator Full Power
07/18/02 1700 1158 100 Turbine/Generator Full Power
07/18/02 1800 1158 100 Turbine/Generator Full Power
07/18/02 1900 1158 100 Turbine/Generator Full Power
07/18/02 2000 1158 100 Turbine/Generator Full Power
07/18/02 2100 1157 99.9 Turbine/Generator Full Power
07/18/02 2200 1157 100 Turbine/Generator Full Power
07/18/02 2300 1157 100 Turbine/Generator Full Power
07/18/02 2400 1157 100 Turbine/Generator Full Power
07/19/02 0100 1157 100 Turbine/Generator Full Power



07/19/02 0200 1157 100 Turbine/Generator Full Power
07/19/02 0300 1157 100 Turbine/Generator Full Power
07/19/02 0400 1157 100 Turbine/Generator Full Power
07/19/02 0500 1158 100 Turbine/Generator Full Power
07/19/02 0600 1158 100 Turbine/Generator Full Power
07/19/02 0700 1157 100 Turbine/Generator Full Power
07/19/02 0800 1158 100 Turbine/Generator Full Power
07/19/02 0900 1158 100 Turbine/Generator Full Power
07/19/02 1000 1158 100 Turbine/Generator Full Power
07/19/02 1100 1157 100 Turbine/Generator Full Power
07/19/02 1200 1157 100 Turbine/Generator Full Power
07/19/02 1300 1158 100 Turbine/Generator Full Power
07/19/02 1400 1157 100 Turbine/Generator Full Power
07/19/02 1500 1157 100 Turbine/Generator Full Power
07/19/02 1600 1155 100 Turbine/Generator Full Power
07/19/02 1700 1157 100 Turbine/Generator Full Power
07/19/02 1800 1157 100 Turbine/Generator Full Power
07/19/02 1900 1158 100 Turbine/Generator Full Power
07/19/02 2000 1157 99.2 Turbine/Generator Full Power
07/19/02 2100 1158 99.3 Turbine/Generator Full Power
07/19/02 2200 1157 100 Turbine/Generator Full Power
07/19/02 2300 1157 100 Turbine/Generator Full Power
07/19/02 2400 1158 100 Turbine/Generator Full Power
07/20/02 0100 1157 100 Turbine/Generator Full Power
07/20/02 0200 1159 100 Turbine/Generator Full Power
07/20/02 0300 1159 100 Turbine/Generator Full Power
07/20/02 0400 1158 100 Turbine/Generator Full Power
07/20/02 0500 1158 100 Turbine/Generator Full Power
07/20/02 0600 1157 100 Turbine/Generator Full Power
07/20/02 0700 1157 100 Turbine/Generator Full Power
07/20/02 0800 1158 100 Turbine/Generator Full Power
07/20/02 0900 1158 100 Turbine/Generator Full Power
07/20/02 1000 1158 100 Turbine/Generator Full Power
07/20/02 1100 1157 100 Turbine/Generator Full Power
07/20/02 1200 1157 100 Turbine/Generator Full Power
07/20/02 1300 1157 100 Turbine/Generator Full Power
07/20/02 1400 1157 100 Turbine/Generator Full Power
07/20/02 1500 1157 100 Turbine/Generator Full Power
07/20/02 1600 1157 100 Turbine/Generator Full Power
07/20/02 1700 1156 100 Turbine/Generator Full Power
07/20/02 1800 1157 100 Turbine/Generator Full Power
07/20/02 1900 1157 100 Turbine/Generator Full Power
07/20/02 2000 1156 100 Turbine/Generator Full Power
07/20/02 2100 1157 100 Turbine/Generator Full Power
07/20/02 2200 1156 100 Turbine/Generator Full Power
07/20/02 2300 1156 100 Turbine/Generator Full Power
07/20/02 2400 1157 100 Turbine/Generator Full Power
07/21/02 0100 1156 100 Turbine/Generator Full Power
07/21/02 0200 1157 100 Turbine/Generator Full Power
07/21/02 0300 1157 100 Turbine/Generator Full Power
07/21/02 0400 1156 100 Turbine/Generator Full Power
07/21/02 0500 1156 100 Turbine/Generator Full Power
07/21/02 0600 1156 100 Turbine/Generator Full Power
07/21/02 0700 1158 100 Turbine/Generator Full Power
07/21/02 0800 1158 100 Turbine/Generator Full Power
07/21/02 0900 1158 100 Turbine/Generator Full Power
07/21/02 1000 1158 100 Turbine/Generator Full Power
07/21/02 1100 1158 100 Turbine/Generator Full Power
07/21/02 1200 1157 100 Turbine/Generator Full Power
07/21/02 1300 1157 100 Turbine/Generator Full Power
07/21/02 1400 1157 100 Turbine/Generator Full Power
07/21/02 1500 1156 100 Turbine/Generator Full Power
07/21/02 1600 1157 99.9 Turbine/Generator Full Power



07/21/02 1700 1157 100 Turbine/Generator Full Power
07/21/02 1800 1157 100 Turbine/Generator Full Power
07/21/02 1900 1157 100 Turbine/Generator Full Power
07/21/02 2000 1156 100 Turbine/Generator Full Power
07/21/02 2100 1157 100 Turbine/Generator Full Power
07/21/02 2200 1157 100 Turbine/Generator Full Power
07/21/02 2300 1157 100 Turbine/Generator Full Power
07/21/02 2400 1157 100 Turbine/Generator Full Power
07/22/02 0100 1157 100 Turbine/Generator Full Power
07/22/02 0200 1158 100 Turbine/Generator Full Power
07/22/02 0300 1157 100 Turbine/Generator Full Power
07/22/02 0400 1157 100 Turbine/Generator Full Power
07/22/02 0500 1157 100 Turbine/Generator Full Power
07/22/02 0600 1158 100 Turbine/Generator Full Power
07/22/02 0700 1157 100 Turbine/Generator Full Power
07/22/02 0800 1158 100 Turbine/Generator Full Power
07/22/02 0900 1158 100 Turbine/Generator Full Power
07/22/02 1000 1158 100 Turbine/Generator Full Power
07/22/02 1100 1159 100 Turbine/Generator Full Power
07/22/02 1200 1157 100 Turbine/Generator Full Power
07/22/02 1300 1157 100 Turbine/Generator Full Power
07/22/02 1400 1156 100 Turbine/Generator Full Power
07/22/02 1500 1156 100 Turbine/Generator Full Power
07/22/02 1600 1157 100 Turbine/Generator Full Power
07/22/02 1700 1157 100 Turbine/Generator Full Power
07/22/02 1800 1157 100 Turbine/Generator Full Power
07/22/02 1900 1157 100 Turbine/Generator Full Power
07/22/02 2000 1156 100 Turbine/Generator Full Power
07/22/02 2100 1157 100 Turbine/Generator Full Power
07/22/02 2200 1156 100 Turbine/Generator Full Power
07/22/02 2300 1157 100 Turbine/Generator Full Power
07/22/02 2400 1157 100 Turbine/Generator Full Power
07/23/02 0100 1157 100 Turbine/Generator Full Power
07/23/02 0200 1157 100 Turbine/Generator Full Power
07/23/02 0300 1156 100 Turbine/Generator Full Power
07/23/02 0400 1157 100 Turbine/Generator Full Power
07/23/02 0500 1156 99.9 Turbine/Generator Full Power
07/23/02 0600 1157 99.9 Turbine/Generator Full Power
07/23/02 0700 1156 100 Turbine/Generator Full Power
07/23/02 0800 1158 100 Turbine/Generator Full Power
07/23/02 0900 1157 100 Turbine/Generator Full Power
07/23/02 1000 1157 99.9 Turbine/Generator Full Power
07/23/02 1100 1156 99.9 Turbine/Generator Full Power
07/23/02 1200 1156 99.9 Turbine/Generator Full Power
07/23/02 1300 1156 99.9 Turbine/Generator Full Power
07/23/02 1400 1156 100 Turbine/Generator Full Power
07/23/02 1500 1155 100 Turbine/Generator Full Power
07/23/02 1600 1156 100 Turbine/Generator Full Power
07/23/02 1700 1156 100 Turbine/Generator Full Power
07/23/02 1800 1156 100.1 Turbine/Generator Full Power
07/23/02 1900 1156 100 Turbine/Generator Full Power
07/23/02 2000 1156 100 Turbine/Generator Full Power
07/23/02 2100 1157 100 Turbine/Generator Full Power
07/23/02 2200 1157 100 Turbine/Generator Full Power
07/23/02 2300 1157 100 Turbine/Generator Full Power
07/23/02 2400 1157 100 Turbine/Generator Full Power
07/24/02 0100 1157 100 Turbine/Generator Full Power
07/24/02 0200 1157 100 Turbine/Generator Full Power
07/24/02 0300 1157 99.9 Turbine/Generator Full Power
07/24/02 0400 1156 100 Turbine/Generator Full Power
07/24/02 0500 1156 100 Turbine/Generator Full Power
07/24/02 0600 1157 100 Turbine/Generator Full Power
07/24/02 0700 1157 100 Turbine/Generator Full Power



07/24/02 0800 1157 100 Turbine/Generator Full Power
07/24/02 0900 1158 100 Turbine/Generator Full Power
07/24/02 1000 1157 99.9 Turbine/Generator Full Power
07/24/02 1100 1157 100 Turbine/Generator Full Power
07/24/02 1200 1157 100 Turbine/Generator Full Power
07/24/02 1300 1157 99.9 Turbine/Generator Full Power
07/24/02 1400 1156 100 Turbine/Generator Full Power
07/24/02 1500 1156 99.9 Turbine/Generator Full Power
07/24/02 1600 1157 100 Turbine/Generator Full Power
07/24/02 1700 1156 99.9 Turbine/Generator Full Power
07/24/02 1800 1157 100 Turbine/Generator Full Power
07/24/02 1900 1157 100 Turbine/Generator Full Power
07/24/02 2000 1157 100 Turbine/Generator Full Power
07/24/02 2100 1157 100 Turbine/Generator Full Power
07/24/02 2200 1157 100 Turbine/Generator Full Power
07/24/02 2300 1157 100 Turbine/Generator Full Power
07/24/02 2400 1158 100 Turbine/Generator Full Power
07/25/02 0100 1157 100 Turbine/Generator Full Power
07/25/02 0200 1157 100 Turbine/Generator Full Power
07/25/02 0300 1157 100 Turbine/Generator Full Power
07/25/02 0400 1157 100 Turbine/Generator Full Power
07/25/02 0500 1157 100 Turbine/Generator Full Power
07/25/02 0600 1157 100 Turbine/Generator Full Power
07/25/02 0700 1157 100 Turbine/Generator Full Power
07/25/02 0800 1157 100 Turbine/Generator Full Power
07/25/02 0900 1158 100 Turbine/Generator Full Power
07/25/02 1000 1158 100 Turbine/Generator Full Power
07/25/02 1100 1158 100 Turbine/Generator Full Power
07/25/02 1200 1159 100 Turbine/Generator Full Power
07/25/02 1300 1157 100 Turbine/Generator Full Power
07/25/02 1400 1158 100 Turbine/Generator Full Power
07/25/02 1500 1157 100 Turbine/Generator Full Power
07/25/02 1600 1158 100 Turbine/Generator Full Power
07/25/02 1700 1157 100 Turbine/Generator Full Power
07/25/02 1800 1157 100 Turbine/Generator Full Power
07/25/02 1900 1157 100 Turbine/Generator Full Power
07/25/02 2000 1157 100 Turbine/Generator Full Power
07/25/02 2100 1158 100 Turbine/Generator Full Power
07/25/02 2200 1158 100 Turbine/Generator Full Power
07/25/02 2300 1158 100 Turbine/Generator Full Power
07/25/02 2400 1158 100 Turbine/Generator Full Power
07/26/02 0100 1158 100 Turbine/Generator Full Power
07/26/02 0200 1158 100 Turbine/Generator Full Power
07/26/02 0300 1158 100 Turbine/Generator Full Power
07/26/02 0400 1158 100 Turbine/Generator Full Power
07/26/02 0500 1158 100 Turbine/Generator Full Power
07/26/02 0600 1158 100 Turbine/Generator Full Power
07/26/02 0700 1158 100 Turbine/Generator Full Power
07/26/02 0800 1158 100 Turbine/Generator Full Power
07/26/02 0900 1158 100 Turbine/Generator Full Power
07/26/02 1000 1158 100 Turbine/Generator Full Power
07/26/02 1100 1158 100 Turbine/Generator Full Power
07/26/02 1200 1158 99.9 Turbine/Generator Full Power
07/26/02 1300 1159 100 Turbine/Generator Full Power
07/26/02 1400 1158 100 Turbine/Generator Full Power
07/26/02 1500 1158 100 Turbine/Generator Full Power
07/26/02 1600 1157 100 Turbine/Generator Full Power
07/26/02 1700 1159 100 Turbine/Generator Full Power
07/26/02 1800 1158 100 Turbine/Generator Full Power
07/26/02 1900 1158 100 Turbine/Generator Full Power
07/26/02 2000 1157 100 Turbine/Generator Full Power
07/26/02 2100 1157 100 Turbine/Generator Full Power
07/26/02 2200 1157 100 Turbine/Generator Full Power



07/26/02 2300 1158 100 Turbine/Generator Full Power
07/26/02 2400 1158 100 Turbine/Generator Full Power
07/27/02 0100 1158 100 Turbine/Generator Full Power
07/27/02 0200 1158 100 Turbine/Generator Full Power
07/27/02 0300 1159 100 Turbine/Generator Full Power
07/27/02 0400 1158 100 Turbine/Generator Full Power
07/27/02 0500 1158 100 Turbine/Generator Full Power
07/27/02 0600 1157 100 Turbine/Generator Full Power
07/27/02 0700 1157 99.9 Turbine/Generator Full Power
07/27/02 0800 1158 100 Turbine/Generator Full Power
07/27/02 0900 1157 100 Turbine/Generator Full Power
07/27/02 1000 1158 100 Turbine/Generator Full Power
07/27/02 1100 1158 100 Turbine/Generator Full Power
07/27/02 1200 1158 100 Turbine/Generator Full Power
07/27/02 1300 1158 100 Turbine/Generator Full Power
07/27/02 1400 1158 100 Turbine/Generator Full Power
07/27/02 1500 1158 100 Turbine/Generator Full Power
07/27/02 1600 1158 100 Turbine/Generator Full Power
07/27/02 1700 1157 100 Turbine/Generator Full Power
07/27/02 1800 1157 100 Turbine/Generator Full Power
07/27/02 1900 1157 100 Turbine/Generator Full Power
07/27/02 2000 1160 99 Turbine/Generator Full Power
07/27/02 2100 1160 99 Turbine/Generator Full Power
07/27/02 2200 1159 99 Turbine/Generator Full Power
07/27/02 2300 1159 99 Turbine/Generator Full Power
07/27/02 2400 1158 99 Turbine/Generator Full Power
07/28/02 0100 1159 99 Turbine/Generator Full Power
07/28/02 0200 1156 99 Turbine/Generator Full Power
07/28/02 0300 1157 100 Turbine/Generator Full Power
07/28/02 0400 1157 100 Turbine/Generator Full Power
07/28/02 0500 1156 100 Turbine/Generator Full Power
07/28/02 0600 1156 100 Turbine/Generator Full Power
07/28/02 0700 1156 100 Turbine/Generator Full Power
07/28/02 0800 1157 100 Turbine/Generator Full Power
07/28/02 0900 1157 100 Turbine/Generator Full Power
07/28/02 1000 1156 100 Turbine/Generator Full Power
07/28/02 1100 1157 100 Turbine/Generator Full Power
07/28/02 1200 1157 99.9 Turbine/Generator Full Power
07/28/02 1300 1157 100 Turbine/Generator Full Power
07/28/02 1400 1156 100 Turbine/Generator Full Power
07/28/02 1500 1154 99.9 Turbine/Generator Full Power
07/28/02 1600 1154 100 Turbine/Generator Full Power
07/28/02 1700 1155 100 Turbine/Generator Full Power
07/28/02 1800 1155 100 Turbine/Generator Full Power
07/28/02 1900 1156 100 Turbine/Generator Full Power
07/28/02 2000 1156 100 Turbine/Generator Full Power
07/28/02 2100 1157 100 Turbine/Generator Full Power
07/28/02 2200 1158 100 Turbine/Generator Full Power
07/28/02 2300 1157 100 Turbine/Generator Full Power
07/28/02 2400 1157 100 Turbine/Generator Full Power
07/29/02 0100 1156 100 Turbine/Generator Full Power
07/29/02 0200 1155 100 Turbine/Generator Full Power
07/29/02 0300 1155 100 Turbine/Generator Full Power
07/29/02 0400 1155 99.9 Turbine/Generator Full Power
07/29/02 0500 1155 100 Turbine/Generator Full Power
07/29/02 0600 1156 100 Turbine/Generator Full Power
07/29/02 0700 1155 100 Turbine/Generator Full Power
07/29/02 0800 1155 100 Turbine/Generator Full Power
07/29/02 0900 1157 100 Turbine/Generator Full Power
07/29/02 1000 1156 100 Turbine/Generator Full Power
07/29/02 1100 1156 100 Turbine/Generator Full Power
07/29/02 1200 1157 100 Turbine/Generator Full Power
07/29/02 1300 1159 100 Turbine/Generator Full Power



07/29/02 1400 1158 100 Turbine/Generator Full Power
07/29/02 1500 1158 100 Turbine/Generator Full Power
07/29/02 1600 1157 100 Turbine/Generator Full Power
07/29/02 1700 1156 100 Turbine/Generator Full Power
07/29/02 1800 1156 100 Turbine/Generator Full Power
07/29/02 1900 1157 100 Turbine/Generator Full Power
07/29/02 2000 1157 100 Turbine/Generator Full Power
07/29/02 2100 1157 100 Turbine/Generator Full Power
07/29/02 2200 1158 100 Turbine/Generator Full Power
07/29/02 2300 1157 100 Turbine/Generator Full Power
07/29/02 2400 1157 100 Turbine/Generator Full Power
07/30/02 0100 1158 100 Turbine/Generator Full Power
07/30/02 0200 1158 100 Turbine/Generator Full Power
07/30/02 0300 1157 100 Turbine/Generator Full Power
07/30/02 0400 1158 100 Turbine/Generator Full Power
07/30/02 0500 1158 100 Turbine/Generator Full Power
07/30/02 0600 1158 100 Turbine/Generator Full Power
07/30/02 0700 1158 100 Turbine/Generator Full Power
07/30/02 0800 1157 100 Turbine/Generator Full Power
07/30/02 0900 1156 100 Turbine/Generator Full Power
07/30/02 1000 1157 100 Turbine/Generator Full Power
07/30/02 1100 1158 100 Turbine/Generator Full Power
07/30/02 1200 1158 100 Turbine/Generator Full Power
07/30/02 1300 1158 100 Turbine/Generator Full Power
07/30/02 1400 1158 100 Turbine/Generator Full Power
07/30/02 1500 1157 100 Turbine/Generator Full Power
07/30/02 1600 1158 100 Turbine/Generator Full Power
07/30/02 1700 1158 100 Turbine/Generator Full Power
07/30/02 1800 1157 100 Turbine/Generator Full Power
07/30/02 1900 1158 100 Turbine/Generator Full Power
07/30/02 2000 1156 100 Turbine/Generator Full Power
07/30/02 2100 1157 100 Turbine/Generator Full Power
07/30/02 2200 1157 100 Turbine/Generator Full Power
07/30/02 2300 1156 100 Turbine/Generator Full Power
07/30/02 2400 1157 100 Turbine/Generator Full Power
07/31/02 0100 1157 100 Turbine/Generator Full Power
07/31/02 0200 1156 99 Turbine/Generator Full Power
07/31/02 0300 1157 99 Turbine/Generator Full Power
07/31/02 0400 1157 99 Turbine/Generator Full Power
07/31/02 0500 1157 99 Turbine/Generator Full Power
07/31/02 0600 1158 99 Turbine/Generator Full Power
07/31/02 0700 1158 99 Turbine/Generator Full Power
07/31/02 0800 1157 100.1 Turbine/Generator Full Power
07/31/02 0900 1155 100 Turbine/Generator Full Power
07/31/02 1000 1154 100 Turbine/Generator Full Power
07/31/02 1100 1157 100 Turbine/Generator Full Power
07/31/02 1200 1155 100 Turbine/Generator Full Power
07/31/02 1300 1157 100 Turbine/Generator Full Power
07/31/02 1400 1157 100 Turbine/Generator Full Power
07/31/02 1500 1155 100 Turbine/Generator Full Power
07/31/02 1600 1158 100 Turbine/Generator Full Power
07/31/02 1700 1158 100 Turbine/Generator Full Power
07/31/02 1800 1157 100 Turbine/Generator Full Power
07/31/02 1900 1156 100 Turbine/Generator Full Power
07/31/02 2000 1157 100 Turbine/Generator Full Power
07/31/02 2100 1157 100 Turbine/Generator Full Power
07/31/02 2200 1157 100.1 Turbine/Generator Full Power
07/31/02 2300 1158 100 Turbine/Generator Full Power
07/31/02 2400 1158 100 Turbine/Generator Full Power
08/01/02 0100 1157 100 Turbine/Generator Full Power
08/01/02 0200 1158 100 Turbine/Generator Full Power
08/01/02 0300 1158 100 Turbine/Generator Full Power
08/01/02 0400 1158 100 Turbine/Generator Full Power



08/01/02 0500 1158 100 Turbine/Generator Full Power
08/01/02 0600 1158 100 Turbine/Generator Full Power
08/01/02 0700 1158 100 Turbine/Generator Full Power
08/01/02 0800 1157 100 Turbine/Generator Full Power
08/01/02 0900 1158 100 Turbine/Generator Full Power
08/01/02 1000 1158 100 Turbine/Generator Full Power
08/01/02 1100 1159 100 Turbine/Generator Full Power
08/01/02 1200 1157 100 Turbine/Generator Full Power
08/01/02 1300 1158 100 Turbine/Generator Full Power
08/01/02 1400 1158 100 Turbine/Generator Full Power
08/01/02 1500 1159 100 Turbine/Generator Full Power
08/01/02 1600 1157 100.1 Turbine/Generator Full Power
08/01/02 1700 1158 100 Turbine/Generator Full Power
08/01/02 1800 1157 100 Turbine/Generator Full Power
08/01/02 1900 1158 100 Turbine/Generator Full Power
08/01/02 2000 1158 100 Turbine/Generator Full Power
08/01/02 2100 1158 100 Turbine/Generator Full Power
08/01/02 2200 1158 100 Turbine/Generator Full Power
08/01/02 2300 1158 100 Turbine/Generator Full Power
08/01/02 2400 1158 100 Turbine/Generator Full Power
08/02/02 0100 1158 100 Turbine/Generator Full Power
08/02/02 0200 1158 100 Turbine/Generator Full Power
08/02/02 0300 1158 100 Turbine/Generator Full Power
08/02/02 0400 1158 100 Turbine/Generator Full Power
08/02/02 0500 1159 100 Turbine/Generator Full Power
08/02/02 0600 1159 100 Turbine/Generator Full Power
08/02/02 0700 1159 100 Turbine/Generator Full Power
08/02/02 0800 1158 100 Turbine/Generator Full Power
08/02/02 0900 1158 100 Turbine/Generator Full Power
08/02/02 1000 1157 100 Turbine/Generator Full Power
08/02/02 1100 1157 100 Turbine/Generator Full Power
08/02/02 1200 1157 100 Turbine/Generator Full Power
08/02/02 1300 1158 100 Turbine/Generator Full Power
08/02/02 1400 1157 100 Turbine/Generator Full Power
08/02/02 1500 1158 100 Turbine/Generator Full Power
08/02/02 1600 1158 100 Turbine/Generator Full Power
08/02/02 1700 1158 100 Turbine/Generator Full Power
08/02/02 1800 1158 100 Turbine/Generator Full Power
08/02/02 1900 1157 100 Turbine/Generator Full Power
08/02/02 2000 1157 100 Turbine/Generator Full Power
08/02/02 2100 1156 100 Turbine/Generator Full Power
08/02/02 2200 1157 100 Turbine/Generator Full Power
08/02/02 2300 1156 100 Turbine/Generator Full Power
08/02/02 2400 1157 100 Turbine/Generator Full Power
08/03/02 0100 1156 100 Turbine/Generator Full Power
08/03/02 0200 1157 100 Turbine/Generator Full Power
08/03/02 0300 1157 100 Turbine/Generator Full Power
08/03/02 0400 1157 100 Turbine/Generator Full Power
08/03/02 0500 1157 100 Turbine/Generator Full Power
08/03/02 0600 1157 100 Turbine/Generator Full Power
08/03/02 0700 1157 100 Turbine/Generator Full Power
08/03/02 0800 1158 100 Turbine/Generator Full Power
08/03/02 0900 1158 100 Turbine/Generator Full Power
08/03/02 1000 1157 100 Turbine/Generator Full Power
08/03/02 1100 1157 100 Turbine/Generator Full Power
08/03/02 1200 1157 100 Turbine/Generator Full Power
08/03/02 1300 1156 100 Turbine/Generator Full Power
08/03/02 1400 1157 100 Turbine/Generator Full Power
08/03/02 1500 1157 100 Turbine/Generator Full Power
08/03/02 1600 1157 100 Turbine/Generator Full Power
08/03/02 1700 1157 100 Turbine/Generator Full Power
08/03/02 1800 1157 100 Turbine/Generator Full Power
08/03/02 1900 1156 100 Turbine/Generator Full Power



08/03/02 2000 1156 100 Turbine/Generator Full Power
08/03/02 2100 1156 100 Turbine/Generator Full Power
08/03/02 2200 1156 99.9 Turbine/Generator Full Power
08/03/02 2300 1156 100 Turbine/Generator Full Power
08/03/02 2400 1156 100 Turbine/Generator Full Power
08/04/02 0100 1157 100 Turbine/Generator Full Power
08/04/02 0200 1157 100 Turbine/Generator Full Power
08/04/02 0300 1157 100 Turbine/Generator Full Power
08/04/02 0400 1157 100 Turbine/Generator Full Power
08/04/02 0500 1157 100 Turbine/Generator Full Power
08/04/02 0600 1157 100 Turbine/Generator Full Power
08/04/02 0700 1157 100 Turbine/Generator Full Power
08/04/02 0800 1157 100 Turbine/Generator Full Power
08/04/02 0900 1156 100 Turbine/Generator Full Power
08/04/02 1000 1156 100 Turbine/Generator Full Power
08/04/02 1100 1156 100 Turbine/Generator Full Power
08/04/02 1200 1156 100 Turbine/Generator Full Power
08/04/02 1300 1156 100 Turbine/Generator Full Power
08/04/02 1400 1157 100 Turbine/Generator Full Power
08/04/02 1500 1157 100 Turbine/Generator Full Power
08/04/02 1600 1158 100 Turbine/Generator Full Power
08/04/02 1700 1158 100 Turbine/Generator Full Power
08/04/02 1800 1158 100 Turbine/Generator Full Power
08/04/02 1900 1158 100 Turbine/Generator Full Power
08/04/02 2000 1158 100 Turbine/Generator Full Power
08/04/02 2100 1158 100 Turbine/Generator Full Power
08/04/02 2200 1158 100 Turbine/Generator Full Power
08/04/02 2300 1158 100 Turbine/Generator Full Power
08/04/02 2400 1158 100 Turbine/Generator Full Power
08/05/02 0100 1157 100 Turbine/Generator Full Power
08/05/02 0200 1158 100 Turbine/Generator Full Power
08/05/02 0300 1158 100 Turbine/Generator Full Power
08/05/02 0400 1157 100 Turbine/Generator Full Power
08/05/02 0500 1157 99.9 Turbine/Generator Full Power
08/05/02 0600 1158 100 Turbine/Generator Full Power
08/05/02 0700 1158 100 Turbine/Generator Full Power
08/05/02 0800 1158 100 Turbine/Generator Full Power
08/05/02 0900 1159 100 Turbine/Generator Full Power
08/05/02 1000 1158 100 Turbine/Generator Full Power
08/05/02 1100 1157 100 Turbine/Generator Full Power
08/05/02 1200 1157 100 Turbine/Generator Full Power
08/05/02 1300 1157 100 Turbine/Generator Full Power
08/05/02 1400 1157 100 Turbine/Generator Full Power
08/05/02 1500 1157 100 Turbine/Generator Full Power
08/05/02 1600 1157 100 Turbine/Generator Full Power
08/05/02 1700 1158 100 Turbine/Generator Full Power
08/05/02 1800 1158 100 Turbine/Generator Full Power
08/05/02 1900 1158 100 Turbine/Generator Full Power
08/05/02 2000 1158 100 Turbine/Generator Full Power
08/05/02 2100 1158 100 Turbine/Generator Full Power
08/05/02 2200 1158 100 Turbine/Generator Full Power
08/05/02 2300 1157 100 Turbine/Generator Full Power
08/05/02 2400 1157 100 Turbine/Generator Full Power
08/06/02 0100 1157 100 Turbine/Generator Full Power
08/06/02 0200 1156 100 Turbine/Generator Full Power
08/06/02 0300 1157 100 Turbine/Generator Full Power
08/06/02 0400 1157 100 Turbine/Generator Full Power
08/06/02 0500 1157 100 Turbine/Generator Full Power
08/06/02 0600 1157 100 Turbine/Generator Full Power
08/06/02 0700 1157 99.9 Turbine/Generator Full Power
08/06/02 0800 1157 100 Turbine/Generator Full Power
08/06/02 0900 1158 100 Turbine/Generator Full Power
08/06/02 1000 1158 100 Turbine/Generator Full Power



08/06/02 1100 1158 100 Turbine/Generator Full Power
08/06/02 1200 1158 100 12:40 started curtailment due to Current Transformer vibration.
08/06/02 1300 1152 99.7 Curtailed
08/06/02 1400 1114 96.3 Curtailed
08/06/02 1500 1062 91.7 Curtailed
08/06/02 1600 997 85.8 Curtailed
08/06/02 1700 965 83.4 Curtailed
08/06/02 1800 965 83.4 Curtailed
08/06/02 1900 1033 88.6 Curtailed
08/06/02 2000 1176 92.3 Curtailed
08/06/02 2100 1113 96 Curtailed
08/06/02 2200 1101 95 Curtailed
08/06/02 2300 1100 94.8 Curtailed
08/06/02 2400 1101 94.8 Curtailed
08/07/02 0100 1100 94.9 Curtailed
08/07/02 0200 1100 95 Curtailed
08/07/02 0300 1101 95 Curtailed
08/07/02 0400 1102 95 Curtailed
08/07/02 0500 1107 95.4 Curtailed
08/07/02 0600 1113 96.3 Curtailed
08/07/02 0700 1126 97.4 Curtailed
08/07/02 0800 1138 98.3 Curtailed
08/07/02 0900 1147 99.1 10:00 full-power.
08/07/02 1000 1158 100 Turbine/Generator Full Power
08/07/02 1100 1158 100 Turbine/Generator Full Power
08/07/02 1200 1157 100 Turbine/Generator Full Power
08/07/02 1300 1158 100 Turbine/Generator Full Power
08/07/02 1400 1157 100 Turbine/Generator Full Power
08/07/02 1500 1157 100 Turbine/Generator Full Power
08/07/02 1600 1157 100 Turbine/Generator Full Power
08/07/02 1700 1158 100 Turbine/Generator Full Power
08/07/02 1800 1158 100 Turbine/Generator Full Power
08/07/02 1900 1158 100 Turbine/Generator Full Power
08/07/02 2000 1159 100 Turbine/Generator Full Power
08/07/02 2100 1157 100 Turbine/Generator Full Power
08/07/02 2200 1158 100 Turbine/Generator Full Power
08/07/02 2300 1158 100 Turbine/Generator Full Power
08/07/02 2400 1157 100 Turbine/Generator Full Power
08/08/02 0100 1158 100 Turbine/Generator Full Power
08/08/02 0200 1157 100 Turbine/Generator Full Power
08/08/02 0300 1156 100 Turbine/Generator Full Power
08/08/02 0400 1155 100 Turbine/Generator Full Power
08/08/02 0500 1157 100 Turbine/Generator Full Power
08/08/02 0600 1157 100 Turbine/Generator Full Power
08/08/02 0700 1157 100 Turbine/Generator Full Power
08/08/02 0800 1157 100 Turbine/Generator Full Power
08/08/02 0900 1157 100 Turbine/Generator Full Power
08/08/02 1000 1158 100 Turbine/Generator Full Power
08/08/02 1100 1158 100 Turbine/Generator Full Power
08/08/02 1200 1158 100 Turbine/Generator Full Power
08/08/02 1300 1158 100 Turbine/Generator Full Power
08/08/02 1400 1158 100 Turbine/Generator Full Power
08/08/02 1500 1158 100 Turbine/Generator Full Power
08/08/02 1600 1157 100 Turbine/Generator Full Power
08/08/02 1700 1157 100 Turbine/Generator Full Power
08/08/02 1800 1157 100 Turbine/Generator Full Power
08/08/02 1900 1158 100 Turbine/Generator Full Power
08/08/02 2000 1157 100 Turbine/Generator Full Power
08/08/02 2100 1156 100 Turbine/Generator Full Power
08/08/02 2200 1157 100 Turbine/Generator Full Power
08/08/02 2300 1158 100 Turbine/Generator Full Power
08/08/02 2400 1158 100 Turbine/Generator Full Power
08/09/02 0100 1158 100 Turbine/Generator Full Power



08/09/02 0200 1157 100 Turbine/Generator Full Power
08/09/02 0300 1158 100 Turbine/Generator Full Power
08/09/02 0400 1157 100 Turbine/Generator Full Power
08/09/02 0500 1156 100 Turbine/Generator Full Power
08/09/02 0600 1157 100 Turbine/Generator Full Power
08/09/02 0700 1156 100 Turbine/Generator Full Power
08/09/02 0800 1156 99.9 Turbine/Generator Full Power
08/09/02 0900 1156 99.9 Turbine/Generator Full Power
08/09/02 1000 1156 100 Turbine/Generator Full Power
08/09/02 1100 1157 100 Turbine/Generator Full Power
08/09/02 1200 1157 100 Turbine/Generator Full Power
08/09/02 1300 1156 100 Turbine/Generator Full Power
08/09/02 1400 1157 100 Turbine/Generator Full Power
08/09/02 1500 1157 100 Turbine/Generator Full Power
08/09/02 1600 1157 100 Turbine/Generator Full Power
08/09/02 1700 1156 100 Turbine/Generator Full Power
08/09/02 1800 1156 100 Turbine/Generator Full Power
08/09/02 1900 1156 100 Turbine/Generator Full Power
08/09/02 2000 1157 100 20:54 started curtailment due to CT vibration.
08/09/02 2100 1150 99.7 Curtailed
08/09/02 2200 1010 88.6 Curtailed
08/09/02 2300 831 72.2 Curtailed
08/09/02 2400 652 59.9 Curtailed
08/10/02 0100 485 48.8 Curtailed
08/10/02 0200 377 39.6 Curtailed
08/10/02 0300 254 30.8 Curtailed
08/10/02 0400 136 18.8 Curtailed
08/10/02 0500 60 15.3 05:52 OFF-LINE due to CT vibration
08/10/02 0600 0 0 OFF-LINE
08/10/02 0700 0 15.1 OFF-LINE
08/10/02 0800 0 15.6 OFF-LINE
08/10/02 0900 0 16.5 OFF-LINE
08/10/02 1000 0 15.9 OFF-LINE
08/10/02 1100 0 15.6 OFF-LINE
08/10/02 1200 0 15.1 OFF-LINE
08/10/02 1300 0 14.6 OFF-LINE
08/10/02 1400 0 14.4 OFF-LINE
08/10/02 1500 0 15.8 OFF-LINE
08/10/02 1600 0 14.8 OFF-LINE
08/10/02 1700 0 15.1 OFF-LINE
08/10/02 1800 0 15.1 18:27 Paralleled to the Grid.
08/10/02 1900 182 24.2 Did not achieve full-power.  Remainded curtailed.
08/10/02 2000 255 30 Curtailed
08/10/02 2100 251 29.2 Curtailed
08/10/02 2200 252 29.4 Curtailed
08/10/02 2300 247 29.2 Curtailed
08/10/02 2400 247 29.1 Curtailed
08/11/02 0100 246 29.3 Curtailed
08/11/02 0200 248 29.4 Curtailed
08/11/02 0300 268 30.5 Curtailed
08/11/02 0400 402 40.6 Curtailed
08/11/02 0500 565 54 Curtailed
08/11/02 0600 745 65.3 Curtailed
08/11/02 0700 875 76.1 Curtailed
08/11/02 0800 990 85.2 Curtailed
08/11/02 0900 1082 92.4 Curtailed
08/11/02 1000 1117 96.6 Curtailed
08/11/02 1100 1109 96 Curtailed
08/11/02 1200 102 88.8 Curtailed
08/11/02 1300 990 85 Curtailed
08/11/02 1400 985 84.9 Curtailed
08/11/02 1500 813 72.5 Curtailed
08/11/02 1600 648 59.7 Curtailed



08/11/02 1700 533 50.2 Curtailed
08/11/02 1800 388 41.4 Curtailed
08/11/02 1900 224 28.2 Curtailed
08/11/02 2000 120 18 Curtailed
08/11/02 2100 59 16.4 21:47 OFF-LINE due to CT vibration
08/11/02 2200 0 16 OFF-LINE
08/11/02 2300 0 16.2 OFF-LINE
08/11/02 2400 0 16.8 OFF-LINE
08/12/02 0100 0 16.9 OFF-LINE
08/12/02 0200 0 17.8 OFF-LINE
08/12/02 0300 0 16.9 OFF-LINE
08/12/02 0400 0 16.9 OFF-LINE
08/12/02 0500 0 17 OFF-LINE
08/12/02 0600 0 18.5 06:01  Paralleled to the Grid
08/12/02 0700 235 27.9 Ramp-Up
08/12/02 0800 262 36.5 Ramp-Up
08/12/02 0900 476 49 Ramp-Up
08/12/02 1000 608 58.5 Ramp-Up
08/12/02 1100 738 67.6 Ramp-Up
08/12/02 1200 741 68 Ramp-Up
08/12/02 1300 804 69.3 Ramp-Up
08/12/02 1400 848 72.5 Ramp-Up
08/12/02 1500 925 78.9 Ramp-Up
08/12/02 1600 1004 86.2 Ramp-Up
08/12/02 1700 994 84.3 Ramp-Up
08/12/02 1800 996 84.8 Ramp-Up
08/12/02 1900 992 84.1 Ramp-Up
08/12/02 2000 989 83.9 Ramp-Up
08/12/02 2100 1004 84.9 Ramp-Up
08/12/02 2200 1035 88.1 Ramp-Up
08/12/02 2300 1078 92 Ramp-Up
08/12/02 2400 1049 89.6 Ramp-Up
08/13/02 0100 1039 88.3 Ramp-Up
08/13/02 0200 1013 85.8 Ramp-Up
08/13/02 0300 1026 87.9 Ramp-Up
08/13/02 0400 1013 85.8 Ramp-Up
08/13/02 0500 1028 87.6 Ramp-Up
08/13/02 0600 1048 89.1 Ramp-Up
08/13/02 0700 1048 90.5 Ramp-Up
08/13/02 0800 1038 88.7 Ramp-Up
08/13/02 0900 1023 86.5 Ramp-Up
08/13/02 1000 1029 87.7 Ramp-Up
08/13/02 1100 1034 88.4 Ramp-Up
08/13/02 1200 1034 88.2 Ramp-Up
08/13/02 1300 1021 86.8 Ramp-Up
08/13/02 1400 1011 86.3 Ramp-Up
08/13/02 1500 1012 86.7 Ramp-Up
08/13/02 1600 1013 86.7 Ramp-Up
08/13/02 1700 1012 86.6 Ramp-Up
08/13/02 1800 1011 86.5 Ramp-Up
08/13/02 1900 1010 86.5 Ramp-Up
08/13/02 2000 1009 86.4 Ramp-Up
08/13/02 2100 1011 86.6 Ramp-Up
08/13/02 2200 1011 86.4 Ramp-Up
08/13/02 2300 1011 86.4 Ramp-Up
08/13/02 2400 1010 86.2 Ramp-Up
08/14/02 0100 1011 86.4 Ramp-Up
08/14/02 0200 1068 91.8 Ramp-Up
08/14/02 0300 1115 96.8 Ramp-Up
08/14/02 0400 1116 96.9 Ramp-Up
08/14/02 0500 1148 99.8 05:10 returned to full-power.
08/14/02 0600 1148 100 Turbine/Generator Full Power
08/14/02 0700 1148 100 Turbine/Generator Full Power



08/14/02 0800 1145 99.9 Turbine/Generator Full Power
08/14/02 0900 1145 99.9 Turbine/Generator Full Power
08/14/02 1000 1145 99.9 Turbine/Generator Full Power
08/14/02 1100 1144 99.2 Turbine/Generator Full Power
08/14/02 1200 1148 99.4 Turbine/Generator Full Power
08/14/02 1300 1148 99.4 Turbine/Generator Full Power
08/14/02 1400 1153 99.9 Turbine/Generator Full Power
08/14/02 1500 1155 100 Turbine/Generator Full Power
08/14/02 1600 1155 99.9 Turbine/Generator Full Power
08/14/02 1700 1155 99.9 Turbine/Generator Full Power
08/14/02 1800 1154 99.9 Turbine/Generator Full Power
08/14/02 1900 1156 100 Turbine/Generator Full Power
08/14/02 2000 1157 100 Turbine/Generator Full Power
08/14/02 2100 1156 99.9 Turbine/Generator Full Power
08/14/02 2200 1155 99.9 Turbine/Generator Full Power
08/14/02 2300 1155 99.9 Turbine/Generator Full Power
08/14/02 2400 1156 100 Turbine/Generator Full Power
08/15/02 0100 1155 99.9 Turbine/Generator Full Power
08/15/02 0200 1155 100 Turbine/Generator Full Power
08/15/02 0300 1156 100 Turbine/Generator Full Power
08/15/02 0400 1157 100 Turbine/Generator Full Power
08/15/02 0500 1156 100 Turbine/Generator Full Power
08/15/02 0600 1155 100 Turbine/Generator Full Power
08/15/02 0700 1155 100 Turbine/Generator Full Power
08/15/02 0800 1155 100 Turbine/Generator Full Power
08/15/02 0900 1155 100 Turbine/Generator Full Power
08/15/02 1000 1155 100 Turbine/Generator Full Power
08/15/02 1100 1154 100 Turbine/Generator Full Power
08/15/02 1200 1155 100 Turbine/Generator Full Power
08/15/02 1300 1156 100 Turbine/Generator Full Power
08/15/02 1400 1156 100 Turbine/Generator Full Power
08/15/02 1500 1155 100 Turbine/Generator Full Power
08/15/02 1600 1155 100 Turbine/Generator Full Power
08/15/02 1700 1155 100 Turbine/Generator Full Power
08/15/02 1800 1154 100 Turbine/Generator Full Power
08/15/02 1900 1155 100 Turbine/Generator Full Power
08/15/02 2000 1155 100 Turbine/Generator Full Power
08/15/02 2100 1155 100 Turbine/Generator Full Power
08/15/02 2200 1155 100 Turbine/Generator Full Power
08/15/02 2300 1155 100 Turbine/Generator Full Power
08/15/02 2400 1155 100 Turbine/Generator Full Power
08/16/02 0100 1156 100 Turbine/Generator Full Power
08/16/02 0200 1156 100 Turbine/Generator Full Power
08/16/02 0300 1156 100 Turbine/Generator Full Power
08/16/02 0400 1155 100 Turbine/Generator Full Power
08/16/02 0500 1155 100 Turbine/Generator Full Power
08/16/02 0600 1156 100 Turbine/Generator Full Power
08/16/02 0700 1157 100 Turbine/Generator Full Power
08/16/02 0800 1157 100 Turbine/Generator Full Power
08/16/02 0900 1158 100 Turbine/Generator Full Power
08/16/02 1000 1157 100 Turbine/Generator Full Power
08/16/02 1100 1157 100 Turbine/Generator Full Power
08/16/02 1200 1156 100 Turbine/Generator Full Power
08/16/02 1300 1156 100 Turbine/Generator Full Power
08/16/02 1400 1156 100 Turbine/Generator Full Power
08/16/02 1500 1157 100 Turbine/Generator Full Power
08/16/02 1600 1156 100 Turbine/Generator Full Power
08/16/02 1700 1156 100 Turbine/Generator Full Power
08/16/02 1800 1157 100 Turbine/Generator Full Power
08/16/02 1900 1157 100 Turbine/Generator Full Power
08/16/02 2000 1158 100.1 Turbine/Generator Full Power
08/16/02 2100 1158 100 Turbine/Generator Full Power
08/16/02 2200 1156 100 Turbine/Generator Full Power



08/16/02 2300 1157 100 Turbine/Generator Full Power
08/16/02 2400 1156 100 Turbine/Generator Full Power
08/17/02 0100 1157 100 Turbine/Generator Full Power
08/17/02 0200 1157 100 Turbine/Generator Full Power
08/17/02 0300 1157 100 Turbine/Generator Full Power
08/17/02 0400 1157 100.1 Turbine/Generator Full Power
08/17/02 0500 1157 99.9 Turbine/Generator Full Power
08/17/02 0600 1158 100 Turbine/Generator Full Power
08/17/02 0700 1157 100 Turbine/Generator Full Power
08/17/02 0800 1158 100 Turbine/Generator Full Power
08/17/02 0900 1158 100 Turbine/Generator Full Power
08/17/02 1000 1157 100 Turbine/Generator Full Power
08/17/02 1100 1157 100 Turbine/Generator Full Power
08/17/02 1200 1157 100 Turbine/Generator Full Power
08/17/02 1300 1157 100 Turbine/Generator Full Power
08/17/02 1400 1157 100 Turbine/Generator Full Power
08/17/02 1500 1157 100 Turbine/Generator Full Power
08/17/02 1600 1158 100 Turbine/Generator Full Power
08/17/02 1700 1157 99.9 Turbine/Generator Full Power
08/17/02 1800 1158 100 Turbine/Generator Full Power
08/17/02 1900 1158 100 Turbine/Generator Full Power
08/17/02 2000 1158 100 Turbine/Generator Full Power
08/17/02 2100 1158 100 Turbine/Generator Full Power
08/17/02 2200 1157 100 Turbine/Generator Full Power
08/17/02 2300 1156 100 Turbine/Generator Full Power
08/17/02 2400 1156 100 Turbine/Generator Full Power
08/18/02 0100 1156 99.9 Turbine/Generator Full Power
08/18/02 0200 1157 100 Turbine/Generator Full Power
08/18/02 0300 1157 100 Turbine/Generator Full Power
08/18/02 0400 1156 100 Turbine/Generator Full Power
08/18/02 0500 1157 100 Turbine/Generator Full Power
08/18/02 0600 1158 100 Turbine/Generator Full Power
08/18/02 0700 1158 100 Turbine/Generator Full Power
08/18/02 0800 1157 100 Turbine/Generator Full Power
08/18/02 0900 1158 100 Turbine/Generator Full Power
08/18/02 1000 1158 100 Turbine/Generator Full Power
08/18/02 1100 1157 100 Turbine/Generator Full Power
08/18/02 1200 1157 100 Turbine/Generator Full Power
08/18/02 1300 1157 100 Turbine/Generator Full Power
08/18/02 1400 1157 100 Turbine/Generator Full Power
08/18/02 1500 1157 99.9 Turbine/Generator Full Power
08/18/02 1600 1157 100 Turbine/Generator Full Power
08/18/02 1700 1157 100 Turbine/Generator Full Power
08/18/02 1800 1157 100 Turbine/Generator Full Power
08/18/02 1900 1158 100 Turbine/Generator Full Power
08/18/02 2000 1158 100 Turbine/Generator Full Power
08/18/02 2100 1157 100 Turbine/Generator Full Power
08/18/02 2200 1157 100 Turbine/Generator Full Power
08/18/02 2300 1157 100 Turbine/Generator Full Power
08/18/02 2400 1156 99.9 Turbine/Generator Full Power
08/19/02 0100 1157 100 Turbine/Generator Full Power
08/19/02 0200 1156 100 Turbine/Generator Full Power
08/19/02 0300 1157 100 Turbine/Generator Full Power
08/19/02 0400 1156 99.9 Turbine/Generator Full Power
08/19/02 0500 1157 100 Turbine/Generator Full Power
08/19/02 0600 1158 100 Turbine/Generator Full Power
08/19/02 0700 1157 99.9 Turbine/Generator Full Power
08/19/02 0800 1156 100 Turbine/Generator Full Power
08/19/02 0900 1157 100 Turbine/Generator Full Power
08/19/02 1000 1157 100 Turbine/Generator Full Power
08/19/02 1100 1156 100 Turbine/Generator Full Power
08/19/02 1200 1156 100 Turbine/Generator Full Power
08/19/02 1300 1156 100 Turbine/Generator Full Power



08/19/02 1400 1155 100 Turbine/Generator Full Power
08/19/02 1500 1155 100 Turbine/Generator Full Power
08/19/02 1600 1155 100 Turbine/Generator Full Power
08/19/02 1700 1155 100 Turbine/Generator Full Power
08/19/02 1800 1156 100 Turbine/Generator Full Power
08/19/02 1900 1156 100 Turbine/Generator Full Power
08/19/02 2000 1156 100 Turbine/Generator Full Power
08/19/02 2100 1156 100 Turbine/Generator Full Power
08/19/02 2200 1156 100 Turbine/Generator Full Power
08/19/02 2300 1156 100 Turbine/Generator Full Power
08/19/02 2400 1156 100 Turbine/Generator Full Power
08/20/02 0100 1156 100 Turbine/Generator Full Power
08/20/02 0200 1157 100 Turbine/Generator Full Power
08/20/02 0300 1156 100 Turbine/Generator Full Power
08/20/02 0400 1156 100 Turbine/Generator Full Power
08/20/02 0500 1157 100 Turbine/Generator Full Power
08/20/02 0600 1156 100 Turbine/Generator Full Power
08/20/02 0700 1157 100 Turbine/Generator Full Power
08/20/02 0800 1157 100 Turbine/Generator Full Power
08/20/02 0900 1157 100 Turbine/Generator Full Power
08/20/02 1000 1157 100 Turbine/Generator Full Power
08/20/02 1100 1156 100 Turbine/Generator Full Power
08/20/02 1200 1156 100 Turbine/Generator Full Power
08/20/02 1300 1155 100 Turbine/Generator Full Power
08/20/02 1400 1155 99.9 Turbine/Generator Full Power
08/20/02 1500 1156 100 Turbine/Generator Full Power
08/20/02 1600 1155 99.9 Turbine/Generator Full Power
08/20/02 1700 1156 99.9 Turbine/Generator Full Power
08/20/02 1800 1156 99.9 Turbine/Generator Full Power
08/20/02 1900 1157 100 Turbine/Generator Full Power
08/20/02 2000 1157 100 Turbine/Generator Full Power
08/20/02 2100 1157 100 Turbine/Generator Full Power
08/20/02 2200 1157 100 Turbine/Generator Full Power
08/20/02 2300 1157 100 Turbine/Generator Full Power
08/20/02 2400 1157 100 Turbine/Generator Full Power
08/21/02 0100 1157 100 Turbine/Generator Full Power
08/21/02 0200 1156 100 Turbine/Generator Full Power
08/21/02 0300 1156 100 Turbine/Generator Full Power
08/21/02 0400 1156 100 Turbine/Generator Full Power
08/21/02 0500 1156 100 Turbine/Generator Full Power
08/21/02 0600 1156 100 Turbine/Generator Full Power
08/21/02 0700 1157 100 Turbine/Generator Full Power
08/21/02 0800 1156 99.9 Turbine/Generator Full Power
08/21/02 0900 1157 100 Turbine/Generator Full Power
08/21/02 1000 1157 100 Turbine/Generator Full Power
08/21/02 1100 1156 100 Turbine/Generator Full Power
08/21/02 1200 1156 100 Turbine/Generator Full Power
08/21/02 1300 1156 100 Turbine/Generator Full Power
08/21/02 1400 1156 100 Turbine/Generator Full Power
08/21/02 1500 1156 99.9 Turbine/Generator Full Power
08/21/02 1600 1156 100 Turbine/Generator Full Power
08/21/02 1700 1157 100.1 Turbine/Generator Full Power
08/21/02 1800 1157 100 Turbine/Generator Full Power
08/21/02 1900 1157 100 Turbine/Generator Full Power
08/21/02 2000 1157 100.1 Turbine/Generator Full Power
08/21/02 2100 1156 100 Turbine/Generator Full Power
08/21/02 2200 1156 100 Turbine/Generator Full Power
08/21/02 2300 1156 100 Turbine/Generator Full Power
08/21/02 2400 1157 100 Turbine/Generator Full Power
08/22/02 0100 1156 100 Turbine/Generator Full Power
08/22/02 0200 1156 100 Turbine/Generator Full Power
08/22/02 0300 1157 100 Turbine/Generator Full Power
08/22/02 0400 1156 100 Turbine/Generator Full Power



08/22/02 0500 1157 100 Turbine/Generator Full Power
08/22/02 0600 1157 100 Turbine/Generator Full Power
08/22/02 0700 1156 100 Turbine/Generator Full Power
08/22/02 0800 1156 99.9 Turbine/Generator Full Power
08/22/02 0900 1156 99.9 Turbine/Generator Full Power
08/22/02 1000 1157 99.9 Turbine/Generator Full Power
08/22/02 1100 1157 100 Turbine/Generator Full Power
08/22/02 1200 1157 99.9 Turbine/Generator Full Power
08/22/02 1300 1158 100 Turbine/Generator Full Power
08/22/02 1400 1158 99.9 14:10 started ramp-down due to Turbine vibration.
08/22/02 1500 1107 95.8 ramp-down
08/22/02 1600 1065 91.4 15:26 ramp-down hold at 92% RX power.
08/22/02 1700 1076 92.2 ramp-down HOLD.
08/22/02 1800 1078 92.4 ramp-down HOLD.
08/22/02 1900 1075 92.2 ramp-down HOLD.
08/22/02 2000 1074 92.4 ramp-down HOLD.
08/22/02 2100 1073 92.2 ramp-down HOLD.
08/22/02 2200 1076 92.2 ramp-down HOLD.
08/22/02 2300 1075 92 ramp-down HOLD.
08/22/02 2400 1072 92 ramp-down HOLD.
08/23/02 0100 1075 92.2 ramp-down HOLD.
08/23/02 0200 1075 91.9 ramp-down HOLD.
08/23/02 0300 1076 92.1 ramp-down HOLD.
08/23/02 0400 1076 92 ramp-down HOLD.
08/23/02 0500 1076 91.9 ramp-down HOLD.
08/23/02 0600 1076 92 ramp-down HOLD.
08/23/02 0700 1074 91.9 ramp-down HOLD.
08/23/02 0800 1075 92 ramp-down HOLD.
08/23/02 0900 1076 92 ramp-down HOLD.
08/23/02 1000 1077 92 ramp-down HOLD.
08/23/02 1100 1078 92 ramp-down HOLD.
08/23/02 1200 1076 92 ramp-down HOLD.
08/23/02 1300 1077 92 ramp-down HOLD.
08/23/02 1400 1077 91.9 ramp-down HOLD.
08/23/02 1500 1075 91.9 ramp-down HOLD.
08/23/02 1600 1076 91.8 ramp-down HOLD.
08/23/02 1700 1077 91.9 ramp-down HOLD.
08/23/02 1800 1076 91.9 ramp-down HOLD.
08/23/02 1900 1075 91.9 ramp-down HOLD.
08/23/02 2000 1075 91.8 ramp-down HOLD.
08/23/02 2100 1073 91.7 ramp-down HOLD.
08/23/02 2200 1074 92.4 22:00 started ramp-down to take Unit-1 Off-line.
08/23/02 2300 891 79.5 ramp-down
08/23/02 2400 710 65 ramp-down
08/24/02 0100 534 51.1 ramp-down
08/24/02 0200 380 39.9 ramp-down
08/24/02 0300 244 29.9 ramp-down
08/24/02 0400 157 20.9 ramp-down
08/24/02 0500 80 15.9 05:36  Unit-1 OFF-LINE.
08/24/02 0600 0 15.2 OFF-LINE
08/24/02 0700 0 15.5 OFF-LINE
08/24/02 0800 0 16 OFF-LINE
08/24/02 0900 0 16.1 OFF-LINE
08/24/02 1000 0 16.1 OFF-LINE
08/24/02 1100 0 16.1 OFF-LINE
08/24/02 1200 0 15.4 OFF-LINE
08/24/02 1300 0 15.8 OFF-LINE
08/24/02 1400 0 15.8 OFF-LINE
08/24/02 1500 0 15.8 OFF-LINE
08/24/02 1600 0 15.8 OFF-LINE
08/24/02 1700 0 16.4 OFF-LINE
08/24/02 1800 0 16.1 OFF-LINE
08/24/02 1900 0 16.1 OFF-LINE



08/24/02 2000 0 16 OFF-LINE
08/24/02 2100 0 16.1 OFF-LINE
08/24/02 2200 0 16.1 OFF-LINE
08/24/02 2300 0 16.4 23:46  Unit-1 Paralleled to the Grid.
08/24/02 2400 77 18.3 power ascension.
08/25/02 0100 182 22.5 power ascension.
08/25/02 0200 228 27.3 power ascension.
08/25/02 0300 260 29.2 power ascension.
08/25/02 0400 416 41.5 power ascension.
08/25/02 0500 584 52.9 power ascension.
08/25/02 0600 751 66.4 power ascension.
08/25/02 0700 913 78.1 power ascension.
08/25/02 0800 1035 87.9 power ascension.
08/25/02 0900 1090 94.9 power ascension.
08/25/02 1000 1090 94.9 10:48  Unit-1 ramp-up on HOLD at 98% power.
08/25/02 1100 1115 96.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1200 1111 96.4 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1300 1120 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1400 1133 98.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1500 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1600 1125 97.5 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1700 1129 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1800 1126 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 1900 1127 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 2000 1126 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 2200 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 2300 1127 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/25/02 2400 1126 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0100 1126 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0500 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0600 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0700 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0800 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 0900 1122 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1100 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1200 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1500 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1600 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1700 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1800 1123 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 1900 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 2000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 2100 1122 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 2200 1122 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 2300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/26/02 2400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0100 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0200 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0500 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0600 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 0900 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1000 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.



08/27/02 1100 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1200 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1300 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1400 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1500 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1600 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1700 1127 98.4 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1800 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 1900 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 2000 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 2100 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 2200 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 2300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/27/02 2400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0100 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0200 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0500 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0600 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0800 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 0900 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1000 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1200 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1300 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1400 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1500 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1600 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 1900 1128 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 2000 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 2100 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 2200 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 2300 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/28/02 2400 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0100 1128 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0200 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0500 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0600 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0700 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0800 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 0900 1128 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1000 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1200 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1800 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 2000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 2200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 2300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/29/02 2400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



08/30/02 0200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0800 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 0900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1400 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1500 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1600 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1700 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1800 1128 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 1900 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 2000 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 2100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 2200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 2300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/30/02 2400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 0900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1100 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1600 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 1900 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 2000 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 2100 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 2200 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 2300 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
08/31/02 2400 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0500 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0600 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0800 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 0900 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1400 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/01/02 1700 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 2000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 2100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 2200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 2300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/01/02 2400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0200 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0800 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 0900 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1000 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1200 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1300 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1400 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1600 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1700 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1800 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 1900 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 2000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 2100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 2200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 2300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/02/02 2400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 0900 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1000 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1100 1126 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1200 1126 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1600 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 2000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/03/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/04/02 0800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 0900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1300 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1500 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 2100 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/04/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1300 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1500 1142 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1800 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 1900 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/05/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 0900 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/06/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/06/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0700 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1000 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1100 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1300 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1500 1129 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1600 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1700 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 2000 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 2100 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 2200 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 2300 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/07/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 0900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1100 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1200 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1500 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1700 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1800 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 2000 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/08/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0500 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/09/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/09/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 1900 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 2000 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 2300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/10/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1700 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 2100 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/11/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/12/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 0900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1600 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1800 1259 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 2100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 2200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 2300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/12/02 2400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0100 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0500 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0600 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0700 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0800 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 0900 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1000 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1100 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1200 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1400 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1500 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1600 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1700 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1800 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 1900 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 2000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 2100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/13/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0500 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0600 1125 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0700 1126 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0800 1126 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 0900 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1400 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1500 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1600 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1800 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 1900 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/14/02 2000 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 2100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 2200 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 2300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/14/02 2400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0400 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0800 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 0900 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1800 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 1900 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 2000 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 2100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 2200 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 2300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/15/02 2400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0200 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0600 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0800 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 0900 1124 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1200 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1700 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1800 1125 98.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 1900 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 2000 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 2100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 2200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 2300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/16/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0100 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0600 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0700 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 0900 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/17/02 1100 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1200 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1700 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1800 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 1900 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 2100 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 2200 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 2300 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/17/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0200 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0300 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 0900 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1000 1127 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1200 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1800 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/18/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 1900 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 2100 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 2200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 2300 1123 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/19/02 2400 1121 97.5 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0100 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/20/02 0200 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0300 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0400 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0600 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0700 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 2300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/20/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0600 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 0900 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1600 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1800 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 1900 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 2000 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/21/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 0900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/22/02 1700 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1800 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 1900 1125 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 2200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 2300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/22/02 2400 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0200 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 0900 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1800 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 1900 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 2100 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 2200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 2300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/23/02 2400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0200 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0300 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1700 1122 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 1900 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 2200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 2300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/24/02 2400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0400 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0600 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/25/02 0800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 0900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1700 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1800 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 1900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 2000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 2200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/25/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0500 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0700 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 0900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1800 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 1900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 2000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 2100 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/26/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0200 1124 96.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0300 1124 96.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 2000 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/27/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/27/02 2400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 0900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1400 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1700 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1800 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/28/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0500 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/29/02 2400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 0900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1300 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.



09/30/02 1400 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1500 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1700 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
09/30/02 2400 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0100 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0300 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 1900 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 2000 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/01/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0300 1123 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0400 1123 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0500 1123 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0600 1124 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0800 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 0900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1700 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/02/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/03/02 0500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0700 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0800 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 0900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1700 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 1900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 2100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 2200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 2300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/03/02 2400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0700 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/04/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1200 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1500 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/05/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/05/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0500 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0700 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 0900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1100 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1300 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1400 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1600 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 2000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 2100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/06/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0100 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0600 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0700 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0800 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 0900 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1500 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1800 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 1900 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 2000 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 2100 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/07/02 2400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0200 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0300 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0400 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0500 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 0900 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1000 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/08/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1200 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1300 1124 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1600 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1800 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 1900 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 2200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 2300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/08/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0400 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0500 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0600 1121 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0700 1121 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0800 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 0900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1000 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1100 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1300 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1400 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1500 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1700 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1800 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 2000 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 2100 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 2200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/09/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0100 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0200 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0500 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0600 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0800 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 0900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1000 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1200 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1300 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1400 1120 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1500 1120 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1600 1123 97.4 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1700 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1800 1122 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 1900 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 2000 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 2100 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 2200 1121 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 2300 1115 97.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/10/02 2400 1112 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/11/02 0200 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0300 1126 98.3 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0400 1124 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0600 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0700 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0800 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 0900 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1300 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1500 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1600 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1700 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1800 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 1900 1122 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 2000 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 2200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 2300 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/11/02 2400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/12/02 0100 1102 94.5 00:54 Unit-1 curtailment to repair Condenser leaks.
10/12/02 0200 921 78.4 ramp-down
10/12/02 0300 740 64.6 ramp-down
10/12/02 0400 581 56.7 ramp-down
10/12/02 0500 554 53.5 04:59 Unit-1 completed ramp-down.
10/12/02 0600 554 53.8 condenser tube leak work
10/12/02 0700 554 53.9 condenser tube leak work
10/12/02 0800 555 54 condenser tube leak work
10/12/02 0900 554 53.6 condenser tube leak work
10/12/02 1000 553 53.5 condenser tube leak work
10/12/02 1100 554 53.9 condenser tube leak work
10/12/02 1200 554 53.7 condenser tube leak work
10/12/02 1300 554 53.7 condenser tube leak work
10/12/02 1400 554 53.6 condenser tube leak work
10/12/02 1500 552 53.5 condenser tube leak work
10/12/02 1600 552 53.5 condenser tube leak work
10/12/02 1700 553 53.4 condenser tube leak work
10/12/02 1800 572 55.3 condenser tube leak work
10/12/02 1900 584 56 condenser tube leak work
10/12/02 2000 589 57.5 condenser tube leak work
10/12/02 2100 592 57.8 condenser tube leak work
10/12/02 2200 592 57.6 condenser tube leak work
10/12/02 2300 592 57.7 condenser tube leak work
10/12/02 2400 592 57.9 condenser tube leak work
10/13/02 0100 592 57.5 condenser tube leak work
10/13/02 0200 624 57.4 condenser tube leak work
10/13/02 0300 642 57.8 02:55 work complete.  Started ramp-up to 98%
10/13/02 0400 775 68 ramp-up
10/13/02 0500 943 81 ramp-up
10/13/02 0600 1082 93 ramp-up
10/13/02 0700 1121 97.8 ramp-up
10/13/02 0800 1116 97.2 ramp-up
10/13/02 0900 1116 97.4 ramp-up
10/13/02 1000 1115 97.1 ramp-up
10/13/02 1100 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1200 1112 97 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1300 1122 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1400 1118 97.5 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1500 1122 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1600 1123 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/13/02 1700 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1800 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 1900 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 2000 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 2100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 2200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 2300 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/13/02 2400 1120 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0100 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0200 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0400 1123 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0500 1121 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0600 1122 97.8 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0700 1119 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0800 1117 97.5 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 0900 1119 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1000 1119 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1100 1118 97.5 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1200 1119 97.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1300 1120 97.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1400 1126 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1600 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1700 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1800 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 1900 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 2000 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 2100 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 2200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 2300 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/14/02 2400 1124 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0500 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0600 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0800 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 0900 1127 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1000 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1100 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1200 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1300 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1400 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1500 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1600 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 2000 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 2100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 2200 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 2300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/15/02 2400 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0100 1124 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0300 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0400 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0500 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0600 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/16/02 0800 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 0900 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1000 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1100 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1200 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1300 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1400 1123 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1500 1124 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1600 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 1900 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 2000 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 2100 1125 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 2200 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 2300 1125 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/16/02 2400 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0200 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0300 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0400 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0500 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0600 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0700 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 0900 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1000 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1100 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1200 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1300 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1400 1124 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1500 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1600 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1700 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 1900 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 2000 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 2100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 2200 1126 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 2300 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/17/02 2400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0200 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0300 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0400 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0500 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0600 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0700 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0800 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 0900 1125 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1000 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1200 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1400 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1500 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1600 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1700 1124 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1800 1125 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 1900 1126 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 2000 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 2100 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 2200 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.



10/18/02 2300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/18/02 2400 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0100 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0200 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0300 1127 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0400 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0500 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0600 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0700 1128 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0800 1128 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 0900 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1000 1127 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1100 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1200 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1300 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1400 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1500 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1600 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1700 1129 98 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1800 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 1900 1130 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 2000 1130 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 2100 1130 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 2200 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 2300 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/19/02 2400 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0100 1129 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0200 1128 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0300 1124 98.2 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0400 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0500 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0600 1125 97.9 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0700 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0800 1126 98.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 0900 920 81.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 1000 719 66.1 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 1100 525 51 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 1200 327 34.6 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 1300 137 18.7 HOLDING at 98% RX power due to Turbine/Generator vibration.
10/20/02 1400 61 12 14:02 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/20/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



10/21/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/21/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/22/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/23/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



10/24/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/24/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/25/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



10/26/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/26/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/27/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/28/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



10/29/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/29/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/30/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
10/31/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/01/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/01/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/02/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/03/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/03/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/04/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/05/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/06/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/06/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/07/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/08/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/08/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/09/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/10/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/11/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/11/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/12/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/13/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/14/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/14/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/15/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/16/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/16/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/17/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/18/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/19/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/19/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/20/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/21/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/22/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/22/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/23/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/24/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/24/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/25/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/26/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/27/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/27/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/28/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



11/29/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/29/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
11/30/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/01/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



12/02/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/02/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/03/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/04/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



12/05/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/05/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/06/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



12/07/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/07/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/08/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/09/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 0900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.



12/10/02 1100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1500 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1600 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1700 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1800 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 1900 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 2000 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 2100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 2200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 2300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/10/02 2400 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0100 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0200 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0300 0 0 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0400 0 0.4 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0500 0 0.6 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0600 0 0.7 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0700 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0800 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 0900 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1000 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1100 0 1 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1200 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1300 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1400 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1500 0 1 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1600 0 0.7 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1700 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1800 0 0.7 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 1900 0 0.8 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 2000 0 0.9 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 2100 0 0.9 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 2200 0 1.2 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 2300 0 5.1 OFF-LINE for 1G12 Generator Vibration Outage.
12/11/02 2400 0 7.2 OFF-LINE for 1G12 Generator Vibration Outage.
12/12/02 0100 0 12.1 OFF-LINE for 1G12 Generator Vibration Outage.
12/12/02 0200 0 12 02:18 Parallel to the Grid.  
12/12/02 0300 149 19.6 1G12 Ramping-up to full-power.
12/12/02 0400 204 25.3 1G12 Ramping-up to full-power.
12/12/02 0500 223 26.8 1G12 Ramping-up to full-power.
12/12/02 0600 221 27.3 1G12 Ramping-up to full-power.
12/12/02 0700 220 26.2 1G12 Ramping-up to full-power.
12/12/02 0800 233 27.7 1G12 Ramping-up to full-power.
12/12/02 0900 221 27.1 1G12 Ramping-up to full-power.
12/12/02 1000 220 26.4 1G12 Ramping-up to full-power.
12/12/02 1100 234 28.5 1G12 Ramping-up to full-power.
12/12/02 1200 228 28.3 1G12 Ramping-up to full-power.
12/12/02 1300 267 30.5 1G12 Ramping-up to full-power.
12/12/02 1400 344 37.5 1G12 Ramping-up to full-power.
12/12/02 1500 347 38 1G12 Ramping-up to full-power.
12/12/02 1600 364 39.3 1G12 Ramping-up to full-power.
12/12/02 1700 369 39.5 1G12 Ramping-up to full-power.
12/12/02 1800 374 38.2 1G12 Ramping-up to full-power.
12/12/02 1900 376 38.4 1G12 Ramping-up to full-power.
12/12/02 2000 377 38.5 1G12 Ramping-up to full-power.
12/12/02 2100 375 38.4 1G12 Ramping-up to full-power.
12/12/02 2200 378 38.6 1G12 Ramping-up to full-power.
12/12/02 2300 377 38.6 1G12 Ramping-up to full-power.
12/12/02 2400 380 38.6 1G12 Ramping-up to full-power.
12/13/02 0100 393 38.9 1G12 Ramping-up to full-power.



12/13/02 0200 385 37.9 1G12 Ramping-up to full-power.
12/13/02 0300 414 39.9 1G12 Ramping-up to full-power.
12/13/02 0400 500 47.5 1G12 Ramping-up to full-power.
12/13/02 0500 501 47.7 1G12 Ramping-up to full-power.
12/13/02 0600 500 47.5 1G12 Ramping-up to full-power.
12/13/02 0700 502 47.7 1G12 Ramping-up to full-power.
12/13/02 0800 500 47.5 1G12 Ramping-up to full-power.
12/13/02 0900 501 47.5 1G12 Ramping-up to full-power.
12/13/02 1000 502 47.7 1G12 Ramping-up to full-power.
12/13/02 1100 502 47.6 1G12 Ramping-up to full-power.
12/13/02 1200 500 46.8 1G12 Ramping-up to full-power.
12/13/02 1300 500 47 1G12 Ramping-up to full-power.
12/13/02 1400 499 46.7 1G12 Ramping-up to full-power.
12/13/02 1500 501 46.9 1G12 Ramping-up to full-power.
12/13/02 1600 498 46.8 1G12 Ramping-up to full-power.
12/13/02 1700 497 46.7 1G12 Ramping-up to full-power.
12/13/02 1800 500 46.7 1G12 Ramping-up to full-power.
12/13/02 1900 499 46.7 1G12 Ramping-up to full-power.
12/13/02 2000 500 46.7 1G12 Ramping-up to full-power.
12/13/02 2100 499 46.8 1G12 Ramping-up to full-power.
12/13/02 2200 499 46.9 1G12 Ramping-up to full-power.
12/13/02 2300 498 46.7 1G12 Ramping-up to full-power.
12/13/02 2400 554 51 1G12 Ramping-up to full-power.
12/14/02 0100 645 58.6 1G12 Ramping-up to full-power.
12/14/02 0200 736 65.7 1G12 Ramping-up to full-power.
12/14/02 0300 830 73.4 1G12 Ramping-up to full-power.
12/14/02 0400 940 82 1G12 Ramping-up to full-power.
12/14/02 0500 1022 88.4 1G12 Ramping-up to full-power.
12/14/02 0600 1022 88.4 1G12 Ramping-up to full-power.
12/14/02 0700 1018 88 1G12 Ramping-up to full-power.
12/14/02 0800 1025 88.7 1G12 Ramping-up to full-power.
12/14/02 0900 1016 87.9 1G12 Ramping-up to full-power.
12/14/02 1000 1024 88.6 1G12 Ramping-up to full-power.
12/14/02 1100 1043 90 1G12 Ramping-up to full-power.
12/14/02 1200 1101 94.7 1G12 Ramping-up to full-power.
12/14/02 1300 1128 98.4 1G12 Ramping-up to full-power.
12/14/02 1400 1128 98.2 1G12 Ramping-up to full-power.
12/14/02 1500 1136 98.9 1G12 Ramping-up to full-power.
12/14/02 1600 1144 99.8 1G12 Ramping-up to full-power.
12/14/02 1700 1146 99.8 1G12 Ramping-up to full-power.
12/14/02 1800 1150 100.2 Turbine/Generator Full Power
12/14/02 1900 1144 99.6 Turbine/Generator Full Power
12/14/02 2000 1149 100 Turbine/Generator Full Power
12/14/02 2100 1149 100 Turbine/Generator Full Power
12/14/02 2200 1149 100 Turbine/Generator Full Power
12/14/02 2300 1148 100 Turbine/Generator Full Power
12/14/02 2400 1147 100 Turbine/Generator Full Power
12/15/02 0100 1145 99.8 Turbine/Generator Full Power
12/15/02 0200 1146 99.9 Turbine/Generator Full Power
12/15/02 0300 1147 99.9 Turbine/Generator Full Power
12/15/02 0400 1148 100 Turbine/Generator Full Power
12/15/02 0500 1148 100 Turbine/Generator Full Power
12/15/02 0600 1147 99.9 Turbine/Generator Full Power
12/15/02 0700 1148 99.9 Turbine/Generator Full Power
12/15/02 0800 1147 99.8 Turbine/Generator Full Power
12/15/02 0900 1148 99.8 Turbine/Generator Full Power
12/15/02 1000 1148 100 Turbine/Generator Full Power
12/15/02 1100 1148 99.9 Turbine/Generator Full Power
12/15/02 1200 1148 100 Turbine/Generator Full Power
12/15/02 1300 1149 99.9 Turbine/Generator Full Power
12/15/02 1400 1148 100 Turbine/Generator Full Power
12/15/02 1500 1148 100 Turbine/Generator Full Power
12/15/02 1600 1149 99.9 Turbine/Generator Full Power



12/15/02 1700 1149 100 Turbine/Generator Full Power
12/15/02 1800 1151 100.7 Turbine/Generator Full Power
12/15/02 1900 1151 100 Turbine/Generator Full Power
12/15/02 2000 1150 100 Turbine/Generator Full Power
12/15/02 2100 1150 100 Turbine/Generator Full Power
12/15/02 2200 1150 100 Turbine/Generator Full Power
12/15/02 2300 1150 100 Turbine/Generator Full Power
12/15/02 2400 1149 100 Turbine/Generator Full Power
12/16/02 0100 1150 99.9 Turbine/Generator Full Power
12/16/02 0200 1149 100 Turbine/Generator Full Power
12/16/02 0300 1151 100 Turbine/Generator Full Power
12/16/02 0400 1149 100 Turbine/Generator Full Power
12/16/02 0500 1149 100 Turbine/Generator Full Power
12/16/02 0600 1150 100 Turbine/Generator Full Power
12/16/02 0700 1151 100 Turbine/Generator Full Power
12/16/02 0800 1151 100 Turbine/Generator Full Power
12/16/02 0900 1152 100 Turbine/Generator Full Power
12/16/02 1000 1152 100 Turbine/Generator Full Power
12/16/02 1100 1151 99.9 Turbine/Generator Full Power
12/16/02 1200 1152 100 12:19 Ramping down to 15% RX power for high storm seas.
12/16/02 1300 743 65.8 Ramping down
12/16/02 1400 525 49.7 Ramping down
12/16/02 1500 391 39.4 Ramping down
12/16/02 1600 277 31.2 Ramping down
12/16/02 1700 181 23.1 Ramping down
12/16/02 1800 126 17.5 Holding at 18% power.
12/16/02 1900 125 18 Holding at 18% power.
12/16/02 2000 59 17.1 Ramping down to take unit off-line.
12/16/02 2100 57 12.7 21:33 OFF-LINE  Manual Turbine Trip to install a Balance-Shot on T/G Bearing #11 (AR A0570
12/16/02 2200 0 12.6 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/16/02 2300 0 13.7 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/16/02 2400 0 14.3 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0100 0 14.4 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0200 0 14.4 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0300 0 14.4 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0400 0 14.5 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0500 0 14.9 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0600 0 14.3 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0700 0 12.9 OFF-LINE for T/G Bearing #11 balance shot (AR A0570413).
12/17/02 0800 0 12.8 08:43 Parallel to the Grid, ramping to full-power.
12/17/02 0900 114 18 Ramping-up to full-power
12/17/02 1000 217 27.2 Ramping-up to full-power
12/17/02 1100 215 26.3 Ramping-up to full-power
12/17/02 1200 216 26.1 Ramping-up to full-power
12/17/02 1300 213 25.8 Ramping-up to full-power
12/17/02 1400 214 26.1 Ramping-up to full-power
12/17/02 1500 214 26.1 Ramping-up to full-power
12/17/02 1600 263 28.9 Ramping-up to full-power
12/17/02 1700 404 41.6 Ramping-up to full-power
12/17/02 1800 451 47.5 Ramping-up to full-power
12/17/02 1900 462 49 Ramping-up to full-power
12/17/02 2000 471 49.8 Ramping-up to full-power
12/17/02 2100 488 51.2 Ramping-up to full-power
12/17/02 2200 486 50.9 Ramping-up to full-power
12/17/02 2300 488 51 Ramping-up to full-power
12/17/02 2400 488 50.9 Ramping-up to full-power
12/18/02 0100 488 51 Ramping-up to full-power
12/18/02 0200 485 50.8 Ramping-up to full-power
12/18/02 0300 490 51.3 Ramping-up to full-power
12/18/02 0400 490 51.2 Ramping-up to full-power
12/18/02 0500 489 51.1 Ramping-up to full-power
12/18/02 0600 542 51.2 Ramping-up to full-power
12/18/02 0700 544 50.5 Ramping-up to full-power



12/18/02 0800 544 50.6 Ramping-up to full-power
12/18/02 0900 615 56.4 Ramping-up to full-power
12/18/02 1000 796 70.4 Ramping-up to full-power
12/18/02 1100 979 84.5 Ramping-up to full-power
12/18/02 1200 1115 97.8 Ramping-up to full-power
12/18/02 1300 1115 97 Ramping-up to full-power
12/18/02 1400 1111 96.5 Ramping-up to full-power
12/18/02 1500 1112 96.6 Ramping-up to full-power
12/18/02 1600 1127 98 Ramping-up to full-power
12/18/02 1700 1147 99.6 Ramping-up to full-power
12/18/02 1800 1139 99.1 Ramping-up to full-power
12/18/02 1900 1143 99.3 Ramping-up to full-power
12/18/02 2000 1146 99.6 Ramping-up to full-power
12/18/02 2100 1147 99.7 Ramping-up to full-power
12/18/02 2200 1146 99.6 Ramping-up to full-power
12/18/02 2300 1148 99.7 Ramping-up to full-power
12/18/02 2400 1147 99.8 Ramping-up to full-power
12/19/02 0100 1153 100.2 Turbine/Generator Full Power
12/19/02 0200 1149 99.8 Turbine/Generator Full Power
12/19/02 0300 1151 100 Turbine/Generator Full Power
12/19/02 0400 1149 99.8 Turbine/Generator Full Power
12/19/02 0500 1152 100 Turbine/Generator Full Power
12/19/02 0600 1148 99.7 Turbine/Generator Full Power
12/19/02 0700 1149 99.9 Turbine/Generator Full Power
12/19/02 0800 1152 100 Turbine/Generator Full Power
12/19/02 0900 1149 99.9 Turbine/Generator Full Power
12/19/02 1000 1149 99.9 Turbine/Generator Full Power
12/19/02 1100 1151 100 Turbine/Generator Full Power
12/19/02 1200 1150 99.9 Turbine/Generator Full Power
12/19/02 1300 1148 99.7 Turbine/Generator Full Power
12/19/02 1400 1150 99.9 Turbine/Generator Full Power
12/19/02 1500 1150 100 Turbine/Generator Full Power
12/19/02 1600 1150 100 Turbine/Generator Full Power
12/19/02 1700 1150 99.8 Turbine/Generator Full Power
12/19/02 1800 1151 100 Turbine/Generator Full Power
12/19/02 1900 1150 99.9 Turbine/Generator Full Power
12/19/02 2000 1153 100 Turbine/Generator Full Power
12/19/02 2100 1151 99.9 Turbine/Generator Full Power
12/19/02 2200 1152 100 Turbine/Generator Full Power
12/19/02 2300 1152 100.1 Turbine/Generator Full Power
12/19/02 2400 1152 100 Turbine/Generator Full Power
12/20/02 0100 1151 100 Turbine/Generator Full Power
12/20/02 0200 1151 100 Turbine/Generator Full Power
12/20/02 0300 1151 100 Turbine/Generator Full Power
12/20/02 0400 1152 99.9 Turbine/Generator Full Power
12/20/02 0500 1151 100 Turbine/Generator Full Power
12/20/02 0600 1151 100 Turbine/Generator Full Power
12/20/02 0700 1151 100 Turbine/Generator Full Power
12/20/02 0800 1152 100 Turbine/Generator Full Power
12/20/02 0900 1151 100 Turbine/Generator Full Power
12/20/02 1000 1151 100 Turbine/Generator Full Power
12/20/02 1100 1151 100 Turbine/Generator Full Power
12/20/02 1200 1151 99.5 Turbine/Generator Full Power
12/20/02 1300 1152 99.5 Turbine/Generator Full Power
12/20/02 1400 1158 100 Turbine/Generator Full Power
12/20/02 1500 1158 100 Turbine/Generator Full Power
12/20/02 1600 1158 100 Turbine/Generator Full Power
12/20/02 1700 1158 100 Turbine/Generator Full Power
12/20/02 1800 1157 100 Turbine/Generator Full Power
12/20/02 1900 1157 100 Turbine/Generator Full Power
12/20/02 2000 1158 100 Turbine/Generator Full Power
12/20/02 2100 1158 99.9 Turbine/Generator Full Power
12/20/02 2200 1157 100 Turbine/Generator Full Power



12/20/02 2300 1158 100 Turbine/Generator Full Power
12/20/02 2400 1158 100 Turbine/Generator Full Power
12/21/02 0100 1158 100 Turbine/Generator Full Power
12/21/02 0200 1158 99.9 Turbine/Generator Full Power
12/21/02 0300 1157 100 Turbine/Generator Full Power
12/21/02 0400 1158 100 Turbine/Generator Full Power
12/21/02 0500 1157 100 Turbine/Generator Full Power
12/21/02 0600 1157 100 Turbine/Generator Full Power
12/21/02 0700 1157 100 Turbine/Generator Full Power
12/21/02 0800 1157 100 Turbine/Generator Full Power
12/21/02 0900 1157 100 Turbine/Generator Full Power
12/21/02 1000 1157 100 Turbine/Generator Full Power
12/21/02 1100 1157 100 Turbine/Generator Full Power
12/21/02 1200 1157 100 Turbine/Generator Full Power
12/21/02 1300 1158 100 Turbine/Generator Full Power
12/21/02 1400 1158 100 Turbine/Generator Full Power
12/21/02 1500 1158 100 Turbine/Generator Full Power
12/21/02 1600 1158 100 Turbine/Generator Full Power
12/21/02 1700 1158 100 Turbine/Generator Full Power
12/21/02 1800 1158 100 Turbine/Generator Full Power
12/21/02 1900 1158 100 Turbine/Generator Full Power
12/21/02 2000 1158 100 Turbine/Generator Full Power
12/21/02 2100 1158 100 Turbine/Generator Full Power
12/21/02 2200 1158 100 Turbine/Generator Full Power
12/21/02 2300 1158 100 Turbine/Generator Full Power
12/21/02 2400 1158 100 Turbine/Generator Full Power
12/22/02 0100 1158 100 Turbine/Generator Full Power
12/22/02 0200 1159 100 Turbine/Generator Full Power
12/22/02 0300 1159 100 Turbine/Generator Full Power
12/22/02 0400 1158 100 Turbine/Generator Full Power
12/22/02 0500 1158 100 Turbine/Generator Full Power
12/22/02 0600 1159 100 Turbine/Generator Full Power
12/22/02 0700 1158 100 Turbine/Generator Full Power
12/22/02 0800 1158 100 Turbine/Generator Full Power
12/22/02 0900 1158 100 Turbine/Generator Full Power
12/22/02 1000 1159 99.9 Turbine/Generator Full Power
12/22/02 1100 1158 100 Turbine/Generator Full Power
12/22/02 1200 1158 100 Turbine/Generator Full Power
12/22/02 1300 1157 100 Turbine/Generator Full Power
12/22/02 1400 1158 100 Turbine/Generator Full Power
12/22/02 1500 1158 100 Turbine/Generator Full Power
12/22/02 1600 1158 100 Turbine/Generator Full Power
12/22/02 1700 1158 100 Turbine/Generator Full Power
12/22/02 1800 1157 100 Turbine/Generator Full Power
12/22/02 1900 1157 100 Turbine/Generator Full Power
12/22/02 2000 1158 100 Turbine/Generator Full Power
12/22/02 2100 1158 100 Turbine/Generator Full Power
12/22/02 2200 1159 100 Turbine/Generator Full Power
12/22/02 2300 1158 100 Turbine/Generator Full Power
12/22/02 2400 1158 100 Turbine/Generator Full Power
12/23/02 0100 1158 100 Turbine/Generator Full Power
12/23/02 0200 1158 100 Turbine/Generator Full Power
12/23/02 0300 1158 100 Turbine/Generator Full Power
12/23/02 0400 1159 100 Turbine/Generator Full Power
12/23/02 0500 1158 100 Turbine/Generator Full Power
12/23/02 0600 1159 100 Turbine/Generator Full Power
12/23/02 0700 1159 100 Turbine/Generator Full Power
12/23/02 0800 1158 100 Turbine/Generator Full Power
12/23/02 0900 1158 100 Turbine/Generator Full Power
12/23/02 1000 1158 100 Turbine/Generator Full Power
12/23/02 1100 1159 99.9 Turbine/Generator Full Power
12/23/02 1200 1158 100 Turbine/Generator Full Power
12/23/02 1300 1158 100 Turbine/Generator Full Power



12/23/02 1400 1159 100 Turbine/Generator Full Power
12/23/02 1500 1158 100 Turbine/Generator Full Power
12/23/02 1600 1158 100 Turbine/Generator Full Power
12/23/02 1700 1158 100 Turbine/Generator Full Power
12/23/02 1800 1159 99.9 Turbine/Generator Full Power
12/23/02 1900 1159 100 Turbine/Generator Full Power
12/23/02 2000 1159 100 Turbine/Generator Full Power
12/23/02 2100 1159 100 Turbine/Generator Full Power
12/23/02 2200 1159 100 Turbine/Generator Full Power
12/23/02 2300 1158 100 Turbine/Generator Full Power
12/23/02 2400 1158 100 Turbine/Generator Full Power
12/24/02 0100 1158 100 Turbine/Generator Full Power
12/24/02 0200 1158 100 Turbine/Generator Full Power
12/24/02 0300 1158 100 Turbine/Generator Full Power
12/24/02 0400 1158 100 Turbine/Generator Full Power
12/24/02 0500 1158 100 Turbine/Generator Full Power
12/24/02 0600 1159 100 Turbine/Generator Full Power
12/24/02 0700 1158 100 Turbine/Generator Full Power
12/24/02 0800 1159 100 Turbine/Generator Full Power
12/24/02 0900 1159 100 Turbine/Generator Full Power
12/24/02 1000 1160 100 Turbine/Generator Full Power
12/24/02 1100 1159 100 Turbine/Generator Full Power
12/24/02 1200 1159 100 Turbine/Generator Full Power
12/24/02 1300 1159 100 Turbine/Generator Full Power
12/24/02 1400 1160 100 Turbine/Generator Full Power
12/24/02 1500 1158 100 Turbine/Generator Full Power
12/24/02 1600 1158 100 Turbine/Generator Full Power
12/24/02 1700 1159 100 Turbine/Generator Full Power
12/24/02 1800 1159 100 Turbine/Generator Full Power
12/24/02 1900 1159 100 Turbine/Generator Full Power
12/24/02 2000 1159 100 Turbine/Generator Full Power
12/24/02 2100 1159 100 Turbine/Generator Full Power
12/24/02 2200 1159 100 Turbine/Generator Full Power
12/24/02 2300 1159 100 Turbine/Generator Full Power
12/24/02 2400 1159 100 Turbine/Generator Full Power
12/25/02 0100 1159 100 Turbine/Generator Full Power
12/25/02 0200 1159 100 Turbine/Generator Full Power
12/25/02 0300 1159 100 Turbine/Generator Full Power
12/25/02 0400 1159 100 Turbine/Generator Full Power
12/25/02 0500 1159 100 Turbine/Generator Full Power
12/25/02 0600 1159 100 Turbine/Generator Full Power
12/25/02 0700 1158 100 Turbine/Generator Full Power
12/25/02 0800 1159 100 Turbine/Generator Full Power
12/25/02 0900 1159 100 Turbine/Generator Full Power
12/25/02 1000 1158 100 Turbine/Generator Full Power
12/25/02 1100 1159 100 Turbine/Generator Full Power
12/25/02 1200 1158 100 Turbine/Generator Full Power
12/25/02 1300 1158 99.9 Turbine/Generator Full Power
12/25/02 1400 1158 99.9 Turbine/Generator Full Power
12/25/02 1500 1157 99.9 Turbine/Generator Full Power
12/25/02 1600 1157 99.9 Turbine/Generator Full Power
12/25/02 1700 1157 99.9 Turbine/Generator Full Power
12/25/02 1800 1157 99.9 Turbine/Generator Full Power
12/25/02 1900 1158 99.9 Turbine/Generator Full Power
12/25/02 2000 1157 100 Turbine/Generator Full Power
12/25/02 2100 1158 100 Turbine/Generator Full Power
12/25/02 2200 1158 100 Turbine/Generator Full Power
12/25/02 2300 1158 100 Turbine/Generator Full Power
12/25/02 2400 1158 100 Turbine/Generator Full Power
12/26/02 0100 1158 100 Turbine/Generator Full Power
12/26/02 0200 1158 100 Turbine/Generator Full Power
12/26/02 0300 1159 100 Turbine/Generator Full Power
12/26/02 0400 1159 100 Turbine/Generator Full Power



12/26/02 0500 1159 100 Turbine/Generator Full Power
12/26/02 0600 1159 100 Turbine/Generator Full Power
12/26/02 0700 1159 100 Turbine/Generator Full Power
12/26/02 0800 1157 100 Turbine/Generator Full Power
12/26/02 0900 1158 100 Turbine/Generator Full Power
12/26/02 1000 1158 100 Turbine/Generator Full Power
12/26/02 1100 1158 100 Turbine/Generator Full Power
12/26/02 1200 1158 100 Turbine/Generator Full Power
12/26/02 1300 1158 100 Turbine/Generator Full Power
12/26/02 1400 1158 100 Turbine/Generator Full Power
12/26/02 1500 1158 99.9 Turbine/Generator Full Power
12/26/02 1600 1157 100 Turbine/Generator Full Power
12/26/02 1700 1158 100 Turbine/Generator Full Power
12/26/02 1800 1157 100 Turbine/Generator Full Power
12/26/02 1900 1158 100 Turbine/Generator Full Power
12/26/02 2000 1157 100 Turbine/Generator Full Power
12/26/02 2100 1157 99.9 Turbine/Generator Full Power
12/26/02 2200 1158 99.9 Turbine/Generator Full Power
12/26/02 2300 1157 100 Turbine/Generator Full Power
12/26/02 2400 1158 100 Turbine/Generator Full Power
12/27/02 0100 1157 100 Turbine/Generator Full Power
12/27/02 0200 1158 99.9 Turbine/Generator Full Power
12/27/02 0300 1158 99.9 Turbine/Generator Full Power
12/27/02 0400 1158 100 Turbine/Generator Full Power
12/27/02 0500 1157 100 Turbine/Generator Full Power
12/27/02 0600 1158 100 Turbine/Generator Full Power
12/27/02 0700 1158 99.9 Turbine/Generator Full Power
12/27/02 0800 1158 100 Turbine/Generator Full Power
12/27/02 0900 1158 99.9 Turbine/Generator Full Power
12/27/02 1000 1158 100 Turbine/Generator Full Power
12/27/02 1100 1158 100 Turbine/Generator Full Power
12/27/02 1200 1158 100 Turbine/Generator Full Power
12/27/02 1300 1158 100 Turbine/Generator Full Power
12/27/02 1400 1158 100 Turbine/Generator Full Power
12/27/02 1500 1158 100 Turbine/Generator Full Power
12/27/02 1600 1159 100 Turbine/Generator Full Power
12/27/02 1700 1158 100 Turbine/Generator Full Power
12/27/02 1800 1158 100 Turbine/Generator Full Power
12/27/02 1900 1158 100 Turbine/Generator Full Power
12/27/02 2000 1158 100 Turbine/Generator Full Power
12/27/02 2100 1158 100 Turbine/Generator Full Power
12/27/02 2200 1158 100 Turbine/Generator Full Power
12/27/02 2300 1158 100 Turbine/Generator Full Power
12/27/02 2400 1158 100 Turbine/Generator Full Power
12/28/02 0100 1159 99.9 Turbine/Generator Full Power
12/28/02 0200 1158 100 Turbine/Generator Full Power
12/28/02 0300 1158 100 Turbine/Generator Full Power
12/28/02 0400 1158 100 Turbine/Generator Full Power
12/28/02 0500 1158 100 Turbine/Generator Full Power
12/28/02 0600 1158 100 Turbine/Generator Full Power
12/28/02 0700 1157 100 Turbine/Generator Full Power
12/28/02 0800 1158 100 Turbine/Generator Full Power
12/28/02 0900 1158 100 Turbine/Generator Full Power
12/28/02 1000 1157 100 Turbine/Generator Full Power
12/28/02 1100 1157 100 Turbine/Generator Full Power
12/28/02 1200 1157 100 Turbine/Generator Full Power
12/28/02 1300 1158 100 Turbine/Generator Full Power
12/28/02 1400 1158 100 Turbine/Generator Full Power
12/28/02 1500 1158 100 Turbine/Generator Full Power
12/28/02 1600 1158 100 Turbine/Generator Full Power
12/28/02 1700 1158 100 Turbine/Generator Full Power
12/28/02 1800 1158 100 Turbine/Generator Full Power
12/28/02 1900 1158 100 Turbine/Generator Full Power



12/28/02 2000 1159 99.9 Turbine/Generator Full Power
12/28/02 2100 1159 100 Turbine/Generator Full Power
12/28/02 2200 1159 100 Turbine/Generator Full Power
12/28/02 2300 1159 100 Turbine/Generator Full Power
12/28/02 2400 1158 100 Turbine/Generator Full Power
12/29/02 0100 1159 100 Turbine/Generator Full Power
12/29/02 0200 1159 100.1 Turbine/Generator Full Power
12/29/02 0300 1159 99.9 Turbine/Generator Full Power
12/29/02 0400 1159 100 Turbine/Generator Full Power
12/29/02 0500 1159 100 Turbine/Generator Full Power
12/29/02 0600 1159 100 Turbine/Generator Full Power
12/29/02 0700 1158 99.9 Turbine/Generator Full Power
12/29/02 0800 1158 100 Turbine/Generator Full Power
12/29/02 0900 1158 100 Turbine/Generator Full Power
12/29/02 1000 1158 100 Turbine/Generator Full Power
12/29/02 1100 1158 100 Turbine/Generator Full Power
12/29/02 1200 1158 100 Turbine/Generator Full Power
12/29/02 1300 1158 100 Turbine/Generator Full Power
12/29/02 1400 1159 100 Turbine/Generator Full Power
12/29/02 1500 1159 100 Turbine/Generator Full Power
12/29/02 1600 1159 100 Turbine/Generator Full Power
12/29/02 1700 1159 100 Turbine/Generator Full Power
12/29/02 1800 1159 100 Turbine/Generator Full Power
12/29/02 1900 1160 100 Turbine/Generator Full Power
12/29/02 2000 1159 100 Turbine/Generator Full Power
12/29/02 2100 1159 100 Turbine/Generator Full Power
12/29/02 2200 1159 100 Turbine/Generator Full Power
12/29/02 2300 1159 100 Turbine/Generator Full Power
12/29/02 2400 1159 100 Turbine/Generator Full Power
12/30/02 0100 1158 100 Turbine/Generator Full Power
12/30/02 0200 1158 100 Turbine/Generator Full Power
12/30/02 0300 1158 100 Turbine/Generator Full Power
12/30/02 0400 1158 100 Turbine/Generator Full Power
12/30/02 0500 1159 100 Turbine/Generator Full Power
12/30/02 0600 1159 100 Turbine/Generator Full Power
12/30/02 0700 1158 100 Turbine/Generator Full Power
12/30/02 0800 1159 100 Turbine/Generator Full Power
12/30/02 0900 1159 100 Turbine/Generator Full Power
12/30/02 1000 1155 100 Turbine/Generator Full Power
12/30/02 1100 1156 100 Turbine/Generator Full Power
12/30/02 1200 1156 100 Turbine/Generator Full Power
12/30/02 1300 1155 99.9 Turbine/Generator Full Power
12/30/02 1400 1155 100 Turbine/Generator Full Power
12/30/02 1500 1155 100 Turbine/Generator Full Power
12/30/02 1600 1155 100 Turbine/Generator Full Power
12/30/02 1700 1154 100 Turbine/Generator Full Power
12/30/02 1800 1155 99.9 Turbine/Generator Full Power
12/30/02 1900 1155 100 Turbine/Generator Full Power
12/30/02 2000 1154 100 Turbine/Generator Full Power
12/30/02 2100 1154 100 Turbine/Generator Full Power
12/30/02 2200 1154 100 Turbine/Generator Full Power
12/30/02 2300 1155 100 Turbine/Generator Full Power
12/30/02 2400 1155 100 Turbine/Generator Full Power
12/31/02 0100 1155 100 Turbine/Generator Full Power
12/31/02 0200 1155 100 Turbine/Generator Full Power
12/31/02 0300 1155 99.9 Turbine/Generator Full Power
12/31/02 0400 1155 100 Turbine/Generator Full Power
12/31/02 0500 1156 100 Turbine/Generator Full Power
12/31/02 0600 1154 100 Turbine/Generator Full Power
12/31/02 0700 1156 100 Turbine/Generator Full Power
12/31/02 0800 1155 100 Turbine/Generator Full Power
12/31/02 0900 1155 100 Turbine/Generator Full Power
12/31/02 1000 1155 100 Turbine/Generator Full Power



12/31/02 1100 1154 100 Turbine/Generator Full Power
12/31/02 1200 1155 100 Turbine/Generator Full Power
12/31/02 1300 1155 100 Turbine/Generator Full Power
12/31/02 1400 1155 100 Turbine/Generator Full Power
12/31/02 1500 1157 100 Turbine/Generator Full Power
12/31/02 1600 1156 100 Turbine/Generator Full Power
12/31/02 1700 1156 100 Turbine/Generator Full Power
12/31/02 1800 1155 100 Turbine/Generator Full Power
12/31/02 1900 1155 100 Turbine/Generator Full Power
12/31/02 2000 1155 100 Turbine/Generator Full Power
12/31/02 2100 1156 100 Turbine/Generator Full Power
12/31/02 2200 1157 100 Turbine/Generator Full Power
12/31/02 2300 1157 100 Turbine/Generator Full Power
12/31/02 2400 1156 100 Turbine/Generator Full Power



SDO - Summary of Daily Operations
Unit-2 2002
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
data is updated in DCPP Gen Stats automatically 
Date Processed:  2-28-2003
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate2 OpHour2 PowerLevel2 RxPercent2
01/01/02 0100 1150 100 Turbine/Generator Full Power
01/01/02 0200 1150 100 Turbine/Generator Full Power
01/01/02 0300 1150 100 Turbine/Generator Full Power
01/01/02 0400 1150 100 Turbine/Generator Full Power
01/01/02 0500 1151 100 Turbine/Generator Full Power
01/01/02 0600 1151 100 Turbine/Generator Full Power
01/01/02 0700 1151 100 Turbine/Generator Full Power
01/01/02 0800 1151 100 Turbine/Generator Full Power
01/01/02 0900 1151 100 Turbine/Generator Full Power
01/01/02 1000 1151 100 Turbine/Generator Full Power
01/01/02 1100 1150 100 Turbine/Generator Full Power
01/01/02 1200 1150 100 Turbine/Generator Full Power
01/01/02 1300 1150 99.9 Turbine/Generator Full Power
01/01/02 1400 1150 100 Turbine/Generator Full Power
01/01/02 1500 1150 100 Turbine/Generator Full Power
01/01/02 1600 1150 100 Turbine/Generator Full Power
01/01/02 1700 1149 100 Turbine/Generator Full Power
01/01/02 1800 1150 100 Turbine/Generator Full Power
01/01/02 1900 1150 100 Turbine/Generator Full Power
01/01/02 2000 1150 100 Turbine/Generator Full Power
01/01/02 2100 1150 100 Turbine/Generator Full Power
01/01/02 2200 1150 100 Turbine/Generator Full Power
01/01/02 2300 1150 100 Turbine/Generator Full Power
01/01/02 2400 1151 100 Turbine/Generator Full Power
01/02/02 0100 1150 100 Turbine/Generator Full Power
01/02/02 0200 1150 100 Turbine/Generator Full Power
01/02/02 0300 1150 100 Turbine/Generator Full Power
01/02/02 0400 1150 100 Turbine/Generator Full Power
01/02/02 0500 1150 100 Turbine/Generator Full Power
01/02/02 0600 1150 100 Turbine/Generator Full Power
01/02/02 0700 1150 100 Turbine/Generator Full Power
01/02/02 0800 1149 100 Turbine/Generator Full Power
01/02/02 0900 1152 100 Turbine/Generator Full Power
01/02/02 1000 1152 100 Turbine/Generator Full Power
01/02/02 1100 1151 100 Turbine/Generator Full Power
01/02/02 1200 1150 100 Turbine/Generator Full Power
01/02/02 1300 1152 100.1 Turbine/Generator Full Power
01/02/02 1400 1153 100 Turbine/Generator Full Power
01/02/02 1500 1150 100 Turbine/Generator Full Power
01/02/02 1600 1150 100 Turbine/Generator Full Power
01/02/02 1700 1150 100 Turbine/Generator Full Power
01/02/02 1800 1151 100 Turbine/Generator Full Power
01/02/02 1900 1150 100 Turbine/Generator Full Power
01/02/02 2000 1150 100 Turbine/Generator Full Power
01/02/02 2100 1150 100 Turbine/Generator Full Power
01/02/02 2200 1150 100 Turbine/Generator Full Power
01/02/02 2300 1150 100 Turbine/Generator Full Power



01/02/02 2400 1150 100 Turbine/Generator Full Power
01/03/02 0100 1150 100 Turbine/Generator Full Power
01/03/02 0200 1150 100 Turbine/Generator Full Power
01/03/02 0300 1150 100 Turbine/Generator Full Power
01/03/02 0400 1150 100 Turbine/Generator Full Power
01/03/02 0500 1150 100 Turbine/Generator Full Power
01/03/02 0600 1150 100 Turbine/Generator Full Power
01/03/02 0700 1150 100 Turbine/Generator Full Power
01/03/02 0800 1150 100 Turbine/Generator Full Power
01/03/02 0900 1150 100 Turbine/Generator Full Power
01/03/02 1000 1150 100 Turbine/Generator Full Power
01/03/02 1100 1150 100 Turbine/Generator Full Power
01/03/02 1200 1149 99.9 Turbine/Generator Full Power
01/03/02 1300 1150 100 Turbine/Generator Full Power
01/03/02 1400 1150 100 Turbine/Generator Full Power
01/03/02 1500 1150 99.9 Turbine/Generator Full Power
01/03/02 1600 1150 99.9 Turbine/Generator Full Power
01/03/02 1700 1151 99.9 Turbine/Generator Full Power
01/03/02 1800 1150 100 Turbine/Generator Full Power
01/03/02 1900 1150 99.9 Turbine/Generator Full Power
01/03/02 2000 1150 100 Turbine/Generator Full Power
01/03/02 2100 1150 99.9 Turbine/Generator Full Power
01/03/02 2200 1150 100 Turbine/Generator Full Power
01/03/02 2300 1150 100 Turbine/Generator Full Power
01/03/02 2400 1150 100 Turbine/Generator Full Power
01/04/02 0100 1150 100 Turbine/Generator Full Power
01/04/02 0200 1150 100 Turbine/Generator Full Power
01/04/02 0300 1150 99.9 Turbine/Generator Full Power
01/04/02 0400 1150 100 Turbine/Generator Full Power
01/04/02 0500 1150 100 Turbine/Generator Full Power
01/04/02 0600 1150 100 Turbine/Generator Full Power
01/04/02 0700 1150 100 Turbine/Generator Full Power
01/04/02 0800 1150 99.9 Turbine/Generator Full Power
01/04/02 0900 1150 100 Turbine/Generator Full Power
01/04/02 1000 1150 100 Turbine/Generator Full Power
01/04/02 1100 1150 100 Turbine/Generator Full Power
01/04/02 1200 1149 100 Turbine/Generator Full Power
01/04/02 1300 1151 100 Turbine/Generator Full Power
01/04/02 1400 1150 100 Turbine/Generator Full Power
01/04/02 1500 1150 99.9 Turbine/Generator Full Power
01/04/02 1600 1149 100 Turbine/Generator Full Power
01/04/02 1700 1149 100 Turbine/Generator Full Power
01/04/02 1800 1149 99.9 Turbine/Generator Full Power
01/04/02 1900 1149 100 Turbine/Generator Full Power
01/04/02 2000 1150 100 Turbine/Generator Full Power
01/04/02 2100 1150 100 Turbine/Generator Full Power
01/04/02 2200 1150 100 Turbine/Generator Full Power
01/04/02 2300 1150 100 Turbine/Generator Full Power
01/04/02 2400 1150 100 Turbine/Generator Full Power
01/05/02 0100 1150 100 Turbine/Generator Full Power
01/05/02 0200 1150 100 Turbine/Generator Full Power
01/05/02 0300 1151 100 Turbine/Generator Full Power
01/05/02 0400 1151 100 Turbine/Generator Full Power
01/05/02 0500 1150 100 Turbine/Generator Full Power
01/05/02 0600 1150 100 Turbine/Generator Full Power
01/05/02 0700 1150 100 Turbine/Generator Full Power
01/05/02 0800 1150 100 Turbine/Generator Full Power
01/05/02 0900 1150 100 Turbine/Generator Full Power



01/05/02 1000 1151 100 Turbine/Generator Full Power
01/05/02 1100 1150 100 Turbine/Generator Full Power
01/05/02 1200 1150 100 Turbine/Generator Full Power
01/05/02 1300 1149 100 Turbine/Generator Full Power
01/05/02 1400 1149 100 Turbine/Generator Full Power
01/05/02 1500 1150 100 Turbine/Generator Full Power
01/05/02 1600 1150 100 Turbine/Generator Full Power
01/05/02 1700 1150 100 Turbine/Generator Full Power
01/05/02 1800 1150 100 Turbine/Generator Full Power
01/05/02 1900 1150 100 Turbine/Generator Full Power
01/05/02 2000 1150 100 Turbine/Generator Full Power
01/05/02 2100 1150 99.9 Turbine/Generator Full Power
01/05/02 2200 1149 100 Turbine/Generator Full Power
01/05/02 2300 1150 99.9 Turbine/Generator Full Power
01/05/02 2400 1150 100 Turbine/Generator Full Power
01/06/02 0100 1150 100 Turbine/Generator Full Power
01/06/02 0200 1150 99.9 Turbine/Generator Full Power
01/06/02 0300 1150 100 Turbine/Generator Full Power
01/06/02 0400 1150 100 Turbine/Generator Full Power
01/06/02 0500 1150 100.1 Turbine/Generator Full Power
01/06/02 0600 1150 100 Turbine/Generator Full Power
01/06/02 0700 1150 100 Turbine/Generator Full Power
01/06/02 0800 1149 100 Turbine/Generator Full Power
01/06/02 0900 1150 100 Turbine/Generator Full Power
01/06/02 1000 1150 100 Turbine/Generator Full Power
01/06/02 1100 1150 100 Turbine/Generator Full Power
01/06/02 1200 1150 100 Turbine/Generator Full Power
01/06/02 1300 1151 100 Turbine/Generator Full Power
01/06/02 1400 1151 100 Turbine/Generator Full Power
01/06/02 1500 1150 100 Turbine/Generator Full Power
01/06/02 1600 1150 100 Turbine/Generator Full Power
01/06/02 1700 1150 100 Turbine/Generator Full Power
01/06/02 1800 1150 100 Turbine/Generator Full Power
01/06/02 1900 1149 100 Turbine/Generator Full Power
01/06/02 2000 1150 100 Turbine/Generator Full Power
01/06/02 2100 1150 100 Turbine/Generator Full Power
01/06/02 2200 1150 100 Turbine/Generator Full Power
01/06/02 2300 1150 100 Turbine/Generator Full Power
01/06/02 2400 1150 100 Turbine/Generator Full Power
01/07/02 0100 1150 100 Turbine/Generator Full Power
01/07/02 0200 1150 100 Turbine/Generator Full Power
01/07/02 0300 1150 100 Turbine/Generator Full Power
01/07/02 0400 1150 100 Turbine/Generator Full Power
01/07/02 0500 1150 100 Turbine/Generator Full Power
01/07/02 0600 1150 100 Turbine/Generator Full Power
01/07/02 0700 1150 100 Turbine/Generator Full Power
01/07/02 0800 1150 100 Turbine/Generator Full Power
01/07/02 0900 1150 99.9 Turbine/Generator Full Power
01/07/02 1000 1149 99.9 Turbine/Generator Full Power
01/07/02 1100 1149 100 Turbine/Generator Full Power
01/07/02 1200 1148 100 Turbine/Generator Full Power
01/07/02 1300 1149 100 Turbine/Generator Full Power
01/07/02 1400 1149 100 Turbine/Generator Full Power
01/07/02 1500 1149 99.9 Turbine/Generator Full Power
01/07/02 1600 1149 100 Turbine/Generator Full Power
01/07/02 1700 1148 99.9 Turbine/Generator Full Power
01/07/02 1800 1149 100 Turbine/Generator Full Power
01/07/02 1900 1149 100 Turbine/Generator Full Power



01/07/02 2000 1149 100 Turbine/Generator Full Power
01/07/02 2100 1149 100 Turbine/Generator Full Power
01/07/02 2200 1149 100 Turbine/Generator Full Power
01/07/02 2300 1150 100 Turbine/Generator Full Power
01/07/02 2400 1150 100 Turbine/Generator Full Power
01/08/02 0100 1149 100 Turbine/Generator Full Power
01/08/02 0200 1150 100 Turbine/Generator Full Power
01/08/02 0300 1149 100 Turbine/Generator Full Power
01/08/02 0400 1150 100 Turbine/Generator Full Power
01/08/02 0500 1150 100 Turbine/Generator Full Power
01/08/02 0600 1150 100 Turbine/Generator Full Power
01/08/02 0700 1149 100 Turbine/Generator Full Power
01/08/02 0800 1149 100 Turbine/Generator Full Power
01/08/02 0900 1149 100 Turbine/Generator Full Power
01/08/02 1000 1149 99.9 Turbine/Generator Full Power
01/08/02 1100 1149 100 Turbine/Generator Full Power
01/08/02 1200 1149 100 Turbine/Generator Full Power
01/08/02 1300 1149 100 Turbine/Generator Full Power
01/08/02 1400 1149 100 Turbine/Generator Full Power
01/08/02 1500 1149 99.9 Turbine/Generator Full Power
01/08/02 1600 1149 100 Turbine/Generator Full Power
01/08/02 1700 1149 100 Turbine/Generator Full Power
01/08/02 1800 1149 100 Turbine/Generator Full Power
01/08/02 1900 1149 99.9 Turbine/Generator Full Power
01/08/02 2000 1149 99.9 Turbine/Generator Full Power
01/08/02 2100 1149 99.9 Turbine/Generator Full Power
01/08/02 2200 1149 100 Turbine/Generator Full Power
01/08/02 2300 1149 100 Turbine/Generator Full Power
01/08/02 2400 1149 100 Turbine/Generator Full Power
01/09/02 0100 1149 100 Turbine/Generator Full Power
01/09/02 0200 1149 100 Turbine/Generator Full Power
01/09/02 0300 1149 100 Turbine/Generator Full Power
01/09/02 0400 1149 100 Turbine/Generator Full Power
01/09/02 0500 1149 100 Turbine/Generator Full Power
01/09/02 0600 1149 100 Turbine/Generator Full Power
01/09/02 0700 1150 100 Turbine/Generator Full Power
01/09/02 0800 1149 100 Turbine/Generator Full Power
01/09/02 0900 1150 100 Turbine/Generator Full Power
01/09/02 1000 1150 100 Turbine/Generator Full Power
01/09/02 1100 1149 99.9 Turbine/Generator Full Power
01/09/02 1200 1149 100 Turbine/Generator Full Power
01/09/02 1300 1149 100 Turbine/Generator Full Power
01/09/02 1400 1149 100 Turbine/Generator Full Power
01/09/02 1500 1149 100 Turbine/Generator Full Power
01/09/02 1600 1149 100 Turbine/Generator Full Power
01/09/02 1700 1150 100 Turbine/Generator Full Power
01/09/02 1800 1149 100 Turbine/Generator Full Power
01/09/02 1900 1149 100 Turbine/Generator Full Power
01/09/02 2000 1149 100 Turbine/Generator Full Power
01/09/02 2100 1149 100 Turbine/Generator Full Power
01/09/02 2200 1149 100 Turbine/Generator Full Power
01/09/02 2300 1149 100 Turbine/Generator Full Power
01/09/02 2400 1149 100 Turbine/Generator Full Power
01/10/02 0100 1149 100 Turbine/Generator Full Power
01/10/02 0200 1150 100 Turbine/Generator Full Power
01/10/02 0300 1149 100 Turbine/Generator Full Power
01/10/02 0400 1150 100 Turbine/Generator Full Power
01/10/02 0500 1150 100 Turbine/Generator Full Power



01/10/02 0600 1150 100 Turbine/Generator Full Power
01/10/02 0700 1150 100 Turbine/Generator Full Power
01/10/02 0800 1150 100 Turbine/Generator Full Power
01/10/02 0900 1149 100 Turbine/Generator Full Power
01/10/02 1000 1150 100 Turbine/Generator Full Power
01/10/02 1100 1149 100 Turbine/Generator Full Power
01/10/02 1200 1150 100 Turbine/Generator Full Power
01/10/02 1300 1149 100 Turbine/Generator Full Power
01/10/02 1400 1149 100 Turbine/Generator Full Power
01/10/02 1500 1149 100 Turbine/Generator Full Power
01/10/02 1600 1150 100 Turbine/Generator Full Power
01/10/02 1700 1149 100 Turbine/Generator Full Power
01/10/02 1800 1149 100 Turbine/Generator Full Power
01/10/02 1900 1149 100 Turbine/Generator Full Power
01/10/02 2000 1150 100 Turbine/Generator Full Power
01/10/02 2100 1150 100 Turbine/Generator Full Power
01/10/02 2200 1150 100 Turbine/Generator Full Power
01/10/02 2300 1150 100 Turbine/Generator Full Power
01/10/02 2400 1150 100 Turbine/Generator Full Power
01/11/02 0100 1149 99.9 Turbine/Generator Full Power
01/11/02 0200 1149 100 Turbine/Generator Full Power
01/11/02 0300 1149 100 Turbine/Generator Full Power
01/11/02 0400 1149 100 Turbine/Generator Full Power
01/11/02 0500 1149 100 Turbine/Generator Full Power
01/11/02 0600 1149 99.9 Turbine/Generator Full Power
01/11/02 0700 1149 100 Turbine/Generator Full Power
01/11/02 0800 1150 100 Turbine/Generator Full Power
01/11/02 0900 1150 100 Turbine/Generator Full Power
01/11/02 1000 1150 100 Turbine/Generator Full Power
01/11/02 1100 1150 100 Turbine/Generator Full Power
01/11/02 1200 1150 99.9 Turbine/Generator Full Power
01/11/02 1300 1149 100 Turbine/Generator Full Power
01/11/02 1400 1149 99.9 Turbine/Generator Full Power
01/11/02 1500 1149 100 Turbine/Generator Full Power
01/11/02 1600 1149 100 Turbine/Generator Full Power
01/11/02 1700 1150 100 Turbine/Generator Full Power
01/11/02 1800 1150 100 Turbine/Generator Full Power
01/11/02 1900 1150 100 Turbine/Generator Full Power
01/11/02 2000 1149 100 Turbine/Generator Full Power
01/11/02 2100 1149 100 Turbine/Generator Full Power
01/11/02 2200 1149 99.9 Turbine/Generator Full Power
01/11/02 2300 1149 100 Turbine/Generator Full Power
01/11/02 2400 1149 100 Turbine/Generator Full Power
01/12/02 0100 1149 100 Turbine/Generator Full Power
01/12/02 0200 1149 100 Turbine/Generator Full Power
01/12/02 0300 1149 100 Turbine/Generator Full Power
01/12/02 0400 1149 100 Turbine/Generator Full Power
01/12/02 0500 1149 99.9 Turbine/Generator Full Power
01/12/02 0600 1149 100 Turbine/Generator Full Power
01/12/02 0700 1150 100 Turbine/Generator Full Power
01/12/02 0800 1150 100 Turbine/Generator Full Power
01/12/02 0900 1150 100 Turbine/Generator Full Power
01/12/02 1000 1150 100 Turbine/Generator Full Power
01/12/02 1100 1150 99.9 Turbine/Generator Full Power
01/12/02 1200 1150 100 Turbine/Generator Full Power
01/12/02 1300 1150 100 Turbine/Generator Full Power
01/12/02 1400 1149 100 Turbine/Generator Full Power
01/12/02 1500 1150 100 Turbine/Generator Full Power



01/12/02 1600 1150 100 Turbine/Generator Full Power
01/12/02 1700 1150 100 Turbine/Generator Full Power
01/12/02 1800 1150 100 Turbine/Generator Full Power
01/12/02 1900 1150 100 Turbine/Generator Full Power
01/12/02 2000 1150 100 Turbine/Generator Full Power
01/12/02 2100 1150 100 Turbine/Generator Full Power
01/12/02 2200 1150 100 Turbine/Generator Full Power
01/12/02 2300 1150 100 Turbine/Generator Full Power
01/12/02 2400 1150 100 Turbine/Generator Full Power
01/13/02 0100 1150 100 Turbine/Generator Full Power
01/13/02 0200 1150 100 Turbine/Generator Full Power
01/13/02 0300 1150 100 Turbine/Generator Full Power
01/13/02 0400 1150 100 Turbine/Generator Full Power
01/13/02 0500 1150 100 Turbine/Generator Full Power
01/13/02 0600 1150 100 Turbine/Generator Full Power
01/13/02 0700 1151 100 Turbine/Generator Full Power
01/13/02 0800 1151 100 Turbine/Generator Full Power
01/13/02 0900 1150 100 Turbine/Generator Full Power
01/13/02 1000 1150 100 Turbine/Generator Full Power
01/13/02 1100 1150 100 Turbine/Generator Full Power
01/13/02 1200 1150 100 Turbine/Generator Full Power
01/13/02 1300 1150 100 Turbine/Generator Full Power
01/13/02 1400 1149 100 Turbine/Generator Full Power
01/13/02 1500 1150 100 Turbine/Generator Full Power
01/13/02 1600 1149 99.9 Turbine/Generator Full Power
01/13/02 1700 1149 100 Turbine/Generator Full Power
01/13/02 1800 1150 100 Turbine/Generator Full Power
01/13/02 1900 1150 100 Turbine/Generator Full Power
01/13/02 2000 1150 100 Turbine/Generator Full Power
01/13/02 2100 1150 100 Turbine/Generator Full Power
01/13/02 2200 1150 100 Turbine/Generator Full Power
01/13/02 2300 1150 100 Turbine/Generator Full Power
01/13/02 2400 1150 100 Turbine/Generator Full Power
01/14/02 0100 1150 100 Turbine/Generator Full Power
01/14/02 0200 1150 100 Turbine/Generator Full Power
01/14/02 0300 1150 99.9 Turbine/Generator Full Power
01/14/02 0400 1150 100 Turbine/Generator Full Power
01/14/02 0500 1150 100 Turbine/Generator Full Power
01/14/02 0600 1150 100 Turbine/Generator Full Power
01/14/02 0700 1150 100 Turbine/Generator Full Power
01/14/02 0800 1150 100 Turbine/Generator Full Power
01/14/02 0900 1151 100 Turbine/Generator Full Power
01/14/02 1000 1149 100 Turbine/Generator Full Power
01/14/02 1100 1150 100 Turbine/Generator Full Power
01/14/02 1200 1150 100 Turbine/Generator Full Power
01/14/02 1300 1149 100 Turbine/Generator Full Power
01/14/02 1400 1150 100 Turbine/Generator Full Power
01/14/02 1500 1150 100 Turbine/Generator Full Power
01/14/02 1600 1149 100 Turbine/Generator Full Power
01/14/02 1700 1149 100 Turbine/Generator Full Power
01/14/02 1800 1150 100 Turbine/Generator Full Power
01/14/02 1900 1149 100 Turbine/Generator Full Power
01/14/02 2000 1150 100 Turbine/Generator Full Power
01/14/02 2100 1149 100 21:58 started ramp-down to 50% to search for Condenser
01/14/02 2200 1143 99.9            in-leakage.
01/14/02 2300 925 81.2 Ramp-down
01/14/02 2400 727 64.8 00:54 ramp-down complete at 55% power
01/15/02 0100 589 53.3 Ramp-down HOLD.



01/15/02 0200 569 54.3 Ramp-down HOLD.
01/15/02 0300 565 54.1 Ramp-down HOLD.
01/15/02 0400 566 54.2 Ramp-down HOLD.
01/15/02 0500 570 54.8 Ramp-down HOLD.
01/15/02 0600 573 55.7 Ramp-down HOLD.
01/15/02 0700 576 55.8 Ramp-down HOLD.
01/15/02 0800 576 55.7 Ramp-down HOLD.
01/15/02 0900 576 55.8 Ramp-down HOLD.
01/15/02 1000 576 55.6 Ramp-down HOLD.
01/15/02 1100 576 55.7 Ramp-down HOLD.
01/15/02 1200 576 55.9 Ramp-down HOLD.
01/15/02 1300 574 55.6 Ramp-down HOLD.
01/15/02 1400 575 55.7 Ramp-down HOLD.
01/15/02 1500 575 55.7 Ramp-down HOLD.
01/15/02 1600 577 56 Ramp-down HOLD.
01/15/02 1700 576 56.1 Ramp-down HOLD.
01/15/02 1800 577 56 Ramp-down HOLD.
01/15/02 1900 577 55.8 Ramp-down HOLD.
01/15/02 2000 577 56 Ramp-down HOLD.
01/15/02 2100 577 55.9 Ramp-down HOLD.
01/15/02 2200 576 55.8 Ramp-down HOLD.
01/15/02 2300 577 55.9 Ramp-down HOLD.
01/15/02 2400 577 55.9 Ramp-down HOLD.
01/16/02 0100 524 52 Ramp-down HOLD.
01/16/02 0200 497 50.8 Ramp-down HOLD.
01/16/02 0300 504 51 Ramp-down HOLD.
01/16/02 0400 504 50.5 Ramp-down HOLD.
01/16/02 0500 504 50.9 Ramp-down HOLD.
01/16/02 0600 504 51 Ramp-down HOLD.
01/16/02 0700 505 51 Ramp-down HOLD.
01/16/02 0800 505 51.1 Ramp-down HOLD.
01/16/02 0900 508 51 Ramp-down HOLD.
01/16/02 1000 505 50.2 Ramp-down HOLD.
01/16/02 1100 504 50.3 Ramp-down HOLD.
01/16/02 1200 496 50.4 Ramp-down HOLD.
01/16/02 1300 497 49.8 Ramp-down HOLD.
01/16/02 1400 507 50.4 Ramp-down HOLD.
01/16/02 1500 503 50.7 Ramp-down HOLD.
01/16/02 1600 516 50.9 Ramp-down HOLD.
01/16/02 1700 578 54.9 Ramp-down HOLD.
01/16/02 1800 575 55 Ramp-down HOLD.
01/16/02 1900 574 54.9 Ramp-down HOLD.
01/16/02 2000 574 54.9 Ramp-down HOLD.
01/16/02 2100 575 54.9 Ramp-down HOLD.
01/16/02 2200 574 54.8 Ramp-down HOLD.
01/16/02 2300 574 54.9 Ramp-down HOLD.
01/16/02 2400 574 54.8 Ramp-down HOLD.
01/17/02 0100 574 54.9 Ramp-down HOLD.
01/17/02 0200 574 54.8 Ramp-down HOLD.
01/17/02 0300 573 54.8 Ramp-down HOLD.
01/17/02 0400 574 54.8 Ramp-down HOLD.
01/17/02 0500 573 54.8 Ramp-down HOLD.
01/17/02 0600 574 54.9 Ramp-down HOLD.
01/17/02 0700 574 54.8 Ramp-down HOLD.
01/17/02 0800 574 54.8 Ramp-down HOLD.
01/17/02 0900 575 54.9 Ramp-down HOLD.
01/17/02 1000 574 55.1 Ramp-down HOLD.
01/17/02 1100 576 54.9 Ramp-down HOLD.



01/17/02 1200 576 54.9 Ramp-down HOLD.
01/17/02 1300 576 55 Ramp-down HOLD.
01/17/02 1400 575 54.9 Ramp-down HOLD.
01/17/02 1500 575 54.9 Ramp-down HOLD.
01/17/02 1600 575 54.9 Ramp-down HOLD.
01/17/02 1700 574 54.9 Ramp-down HOLD.
01/17/02 1800 574 54.9 Ramp-down HOLD.
01/17/02 1900 575 55 Ramp-down HOLD.
01/17/02 2000 575 55 Ramp-down HOLD.
01/17/02 2100 575 54.9 Ramp-down HOLD.
01/17/02 2200 576 55 Ramp-down HOLD.
01/17/02 2300 576 55 Ramp-down HOLD.
01/17/02 2400 576 55 Ramp-down HOLD.
01/18/02 0100 576 54.9 Ramp-down HOLD.
01/18/02 0200 577 55 Ramp-down HOLD.
01/18/02 0300 577 55 Ramp-down HOLD.
01/18/02 0400 577 55.5 Ramp-down HOLD.
01/18/02 0500 577 55.5 Ramp-down HOLD.
01/18/02 0600 577 55 Ramp-down HOLD.
01/18/02 0700 577 55 Ramp-down HOLD.
01/18/02 0800 577 55 Ramp-down HOLD.
01/18/02 0900 577 55 Ramp-down HOLD.
01/18/02 1000 577 55 Ramp-down HOLD.
01/18/02 1100 577 55 Ramp-down HOLD.
01/18/02 1200 577 55 Ramp-down HOLD.
01/18/02 1300 577 55 Ramp-down HOLD.
01/18/02 1400 577 55 Ramp-down HOLD.
01/18/02 1500 576 55 Ramp-down HOLD.
01/18/02 1600 577 55.1 Ramp-down HOLD.
01/18/02 1700 576 55.1 Ramp-down HOLD.
01/18/02 1800 576 55.1 Ramp-down HOLD.
01/18/02 1900 576 55 Ramp-down HOLD.
01/18/02 2000 577 55.1 Ramp-down HOLD.
01/18/02 2100 577 55 Ramp-down HOLD.
01/18/02 2200 577 55.1 Ramp-down HOLD.
01/18/02 2300 577 55.1 Ramp-down HOLD.
01/18/02 2400 578 55 Ramp-down HOLD.
01/19/02 0100 578 55 Ramp-down HOLD.
01/19/02 0200 605 55 Ramp-down HOLD.
01/19/02 0300 604 55 Ramp-down HOLD.
01/19/02 0400 580 55 Ramp-down HOLD.
01/19/02 0500 582 55.2 Ramp-down HOLD.
01/19/02 0600 581 55 Ramp-down HOLD.
01/19/02 0700 581 55 Ramp-down HOLD.
01/19/02 0800 581 55 Ramp-down HOLD.
01/19/02 0900 581 55.1 Ramp-down HOLD.
01/19/02 1000 581 55 Ramp-down HOLD.
01/19/02 1100 581 55.1 Ramp-down HOLD.
01/19/02 1200 581 55 Ramp-down HOLD.
01/19/02 1300 581 55 Ramp-down HOLD.
01/19/02 1400 581 55.1 Ramp-down HOLD.
01/19/02 1500 581 55 Ramp-down HOLD.
01/19/02 1600 580 55 Ramp-down HOLD.
01/19/02 1700 580 55.1 Ramp-down HOLD.
01/19/02 1800 580 55.1 Ramp-down HOLD.
01/19/02 1900 580 55 Ramp-down HOLD.
01/19/02 2000 580 55 Ramp-down HOLD.
01/19/02 2100 605 55 Ramp-down HOLD.



01/19/02 2200 605 55 22:23 started ramp-up to full-power.
01/19/02 2300 667 60 Ramp-up
01/19/02 2400 850 74.3 Ramp-up
01/20/02 0100 1031 88.3 Ramp-up
01/20/02 0200 1103 94.8 Ramp-up
01/20/02 0300 1108 95.8 Ramp-up
01/20/02 0400 1107 95.5 Ramp-up
01/20/02 0500 1100 95.1 Ramp-up
01/20/02 0600 1106 95.5 Ramp-up
01/20/02 0700 1109 95.7 Ramp-up
01/20/02 0800 1128 97.8 Ramp-up
01/20/02 0900 1151 100.1 100% Power.
01/20/02 1000 1150 100 Turbine/Generator Full Power
01/20/02 1100 1148 99.8 Turbine/Generator Full Power
01/20/02 1200 1148 99.8 Turbine/Generator Full Power
01/20/02 1300 1150 100 Turbine/Generator Full Power
01/20/02 1400 1151 100 Turbine/Generator Full Power
01/20/02 1500 1150 100 Turbine/Generator Full Power
01/20/02 1600 1148 99.8 Turbine/Generator Full Power
01/20/02 1700 1149 99.9 Turbine/Generator Full Power
01/20/02 1800 1150 99.9 Turbine/Generator Full Power
01/20/02 1900 1149 99.9 Turbine/Generator Full Power
01/20/02 2000 1150 100 Turbine/Generator Full Power
01/20/02 2100 1150 99.9 Turbine/Generator Full Power
01/20/02 2200 1151 100 Turbine/Generator Full Power
01/20/02 2300 1150 99.8 Turbine/Generator Full Power
01/20/02 2400 1150 99.9 Turbine/Generator Full Power
01/21/02 0100 1151 100 Turbine/Generator Full Power
01/21/02 0200 1151 100 Turbine/Generator Full Power
01/21/02 0300 1151 100 Turbine/Generator Full Power
01/21/02 0400 1152 100 Turbine/Generator Full Power
01/21/02 0500 1152 100 Turbine/Generator Full Power
01/21/02 0600 1151 100 Turbine/Generator Full Power
01/21/02 0700 1153 100 Turbine/Generator Full Power
01/21/02 0800 1151 100 Turbine/Generator Full Power
01/21/02 0900 1151 100 Turbine/Generator Full Power
01/21/02 1000 1151 100 Turbine/Generator Full Power
01/21/02 1100 1150 99.9 Turbine/Generator Full Power
01/21/02 1200 1150 99.9 Turbine/Generator Full Power
01/21/02 1300 1150 100 Turbine/Generator Full Power
01/21/02 1400 1151 100 Turbine/Generator Full Power
01/21/02 1500 1151 100 Turbine/Generator Full Power
01/21/02 1600 1151 100 Turbine/Generator Full Power
01/21/02 1700 1151 100 Turbine/Generator Full Power
01/21/02 1800 1151 100 Turbine/Generator Full Power
01/21/02 1900 1151 100 Turbine/Generator Full Power
01/21/02 2000 1151 100 Turbine/Generator Full Power
01/21/02 2100 1152 100 Turbine/Generator Full Power
01/21/02 2200 1151 100 Turbine/Generator Full Power
01/21/02 2300 1152 100 Turbine/Generator Full Power
01/21/02 2400 1153 100 Turbine/Generator Full Power
01/22/02 0100 1152 100 Turbine/Generator Full Power
01/22/02 0200 1152 100 Turbine/Generator Full Power
01/22/02 0300 1152 100 Turbine/Generator Full Power
01/22/02 0400 1152 100 Turbine/Generator Full Power
01/22/02 0500 1152 100 Turbine/Generator Full Power
01/22/02 0600 1152 100 Turbine/Generator Full Power
01/22/02 0700 1152 100 Turbine/Generator Full Power



01/22/02 0800 1152 100 Turbine/Generator Full Power
01/22/02 0900 1152 100 Turbine/Generator Full Power
01/22/02 1000 1151 100 Turbine/Generator Full Power
01/22/02 1100 1152 100 Turbine/Generator Full Power
01/22/02 1200 1151 100 Turbine/Generator Full Power
01/22/02 1300 1152 100 Turbine/Generator Full Power
01/22/02 1400 1151 100 Turbine/Generator Full Power
01/22/02 1500 1151 100 Turbine/Generator Full Power
01/22/02 1600 1152 100 Turbine/Generator Full Power
01/22/02 1700 1151 100 Turbine/Generator Full Power
01/22/02 1800 1151 100 Turbine/Generator Full Power
01/22/02 1900 1152 100 Turbine/Generator Full Power
01/22/02 2000 1152 100 Turbine/Generator Full Power
01/22/02 2100 1152 100 Turbine/Generator Full Power
01/22/02 2200 1152 100 Turbine/Generator Full Power
01/22/02 2300 1152 100 Turbine/Generator Full Power
01/22/02 2400 1152 100 Turbine/Generator Full Power
01/23/02 0100 1152 100 Turbine/Generator Full Power
01/23/02 0200 1152 100 Turbine/Generator Full Power
01/23/02 0300 1151 100 Turbine/Generator Full Power
01/23/02 0400 1152 100 Turbine/Generator Full Power
01/23/02 0500 1152 100 Turbine/Generator Full Power
01/23/02 0600 1152 100 Turbine/Generator Full Power
01/23/02 0700 1152 100 Turbine/Generator Full Power
01/23/02 0800 1152 100 Turbine/Generator Full Power
01/23/02 0900 1152 100 Turbine/Generator Full Power
01/23/02 1000 1152 100 Turbine/Generator Full Power
01/23/02 1100 1152 100 Turbine/Generator Full Power
01/23/02 1200 1152 100 Turbine/Generator Full Power
01/23/02 1300 1151 100 Turbine/Generator Full Power
01/23/02 1400 1152 100 Turbine/Generator Full Power
01/23/02 1500 1152 100 Turbine/Generator Full Power
01/23/02 1600 1152 100 Turbine/Generator Full Power
01/23/02 1700 1151 100 Turbine/Generator Full Power
01/23/02 1800 1151 100 Turbine/Generator Full Power
01/23/02 1900 1151 100 Turbine/Generator Full Power
01/23/02 2000 1151 100 Turbine/Generator Full Power
01/23/02 2100 1152 100 Turbine/Generator Full Power
01/23/02 2200 1152 100 Turbine/Generator Full Power
01/23/02 2300 1152 100 Turbine/Generator Full Power
01/23/02 2400 1152 100 Turbine/Generator Full Power
01/24/02 0100 1152 100 Turbine/Generator Full Power
01/24/02 0200 1152 100 Turbine/Generator Full Power
01/24/02 0300 1151 100 Turbine/Generator Full Power
01/24/02 0400 1153 100 Turbine/Generator Full Power
01/24/02 0500 1151 100 Turbine/Generator Full Power
01/24/02 0600 1152 100 Turbine/Generator Full Power
01/24/02 0700 1151 100 Turbine/Generator Full Power
01/24/02 0800 1152 100 Turbine/Generator Full Power
01/24/02 0900 1152 100 Turbine/Generator Full Power
01/24/02 1000 1152 100 Turbine/Generator Full Power
01/24/02 1100 1152 100 Turbine/Generator Full Power
01/24/02 1200 1152 100 Turbine/Generator Full Power
01/24/02 1300 1152 100 Turbine/Generator Full Power
01/24/02 1400 1151 100 Turbine/Generator Full Power
01/24/02 1500 1151 100 Turbine/Generator Full Power
01/24/02 1600 1151 100 Turbine/Generator Full Power
01/24/02 1700 1151 100 Turbine/Generator Full Power



01/24/02 1800 1151 100 Turbine/Generator Full Power
01/24/02 1900 1151 100 Turbine/Generator Full Power
01/24/02 2000 1151 100 Turbine/Generator Full Power
01/24/02 2100 1151 100 Turbine/Generator Full Power
01/24/02 2200 1152 100 Turbine/Generator Full Power
01/24/02 2300 1151 100 Turbine/Generator Full Power
01/24/02 2400 1151 100 Turbine/Generator Full Power
01/25/02 0100 1151 99.9 Turbine/Generator Full Power
01/25/02 0200 1151 100 Turbine/Generator Full Power
01/25/02 0300 1151 100 Turbine/Generator Full Power
01/25/02 0400 1151 100 Turbine/Generator Full Power
01/25/02 0500 1151 100 Turbine/Generator Full Power
01/25/02 0600 1151 100 Turbine/Generator Full Power
01/25/02 0700 1152 100 Turbine/Generator Full Power
01/25/02 0800 1152 100 Turbine/Generator Full Power
01/25/02 0900 1152 100 Turbine/Generator Full Power
01/25/02 1000 1151 100 Turbine/Generator Full Power
01/25/02 1100 1151 100 Turbine/Generator Full Power
01/25/02 1200 1151 99.9 Turbine/Generator Full Power
01/25/02 1300 1151 100 Turbine/Generator Full Power
01/25/02 1400 1151 100 Turbine/Generator Full Power
01/25/02 1500 1151 100 Turbine/Generator Full Power
01/25/02 1600 1151 100 Turbine/Generator Full Power
01/25/02 1700 1151 100 Turbine/Generator Full Power
01/25/02 1800 1151 100 Turbine/Generator Full Power
01/25/02 1900 1151 100 Turbine/Generator Full Power
01/25/02 2000 1151 100 Turbine/Generator Full Power
01/25/02 2100 1152 100 Turbine/Generator Full Power
01/25/02 2200 1151 100 Turbine/Generator Full Power
01/25/02 2300 1151 100 Turbine/Generator Full Power
01/25/02 2400 1151 100 Turbine/Generator Full Power
01/26/02 0100 1151 100 Turbine/Generator Full Power
01/26/02 0200 1150 100 Turbine/Generator Full Power
01/26/02 0300 1152 100 Turbine/Generator Full Power
01/26/02 0400 1152 100 Turbine/Generator Full Power
01/26/02 0500 1151 100 Turbine/Generator Full Power
01/26/02 0600 1151 100 Turbine/Generator Full Power
01/26/02 0700 1151 100 Turbine/Generator Full Power
01/26/02 0800 1151 100 Turbine/Generator Full Power
01/26/02 0900 1151 100 Turbine/Generator Full Power
01/26/02 1000 1151 100 Turbine/Generator Full Power
01/26/02 1100 1151 99.9 Turbine/Generator Full Power
01/26/02 1200 1151 99.9 Turbine/Generator Full Power
01/26/02 1300 1151 100 Turbine/Generator Full Power
01/26/02 1400 1150 99.9 Turbine/Generator Full Power
01/26/02 1500 1151 100 Turbine/Generator Full Power
01/26/02 1600 1151 99.9 Turbine/Generator Full Power
01/26/02 1700 1151 100 Turbine/Generator Full Power
01/26/02 1800 1151 100 Turbine/Generator Full Power
01/26/02 1900 1151 100 Turbine/Generator Full Power
01/26/02 2000 1150 100 Turbine/Generator Full Power
01/26/02 2100 1150 100 Turbine/Generator Full Power
01/26/02 2200 1151 100 Turbine/Generator Full Power
01/26/02 2300 1151 100 Turbine/Generator Full Power
01/26/02 2400 1150 100 Turbine/Generator Full Power
01/27/02 0100 1150 100 Turbine/Generator Full Power
01/27/02 0200 1150 100 Turbine/Generator Full Power
01/27/02 0300 1150 100 Turbine/Generator Full Power



01/27/02 0400 1150 100 Turbine/Generator Full Power
01/27/02 0500 1150 100 Turbine/Generator Full Power
01/27/02 0600 1150 100 Turbine/Generator Full Power
01/27/02 0700 1150 100 Turbine/Generator Full Power
01/27/02 0800 1151 100 Turbine/Generator Full Power
01/27/02 0900 1150 100 Turbine/Generator Full Power
01/27/02 1000 1150 100 Turbine/Generator Full Power
01/27/02 1100 1151 100 Turbine/Generator Full Power
01/27/02 1200 1150 100 Turbine/Generator Full Power
01/27/02 1300 1150 100 Turbine/Generator Full Power
01/27/02 1400 1150 100 Turbine/Generator Full Power
01/27/02 1500 1150 100 Turbine/Generator Full Power
01/27/02 1600 1150 100 Turbine/Generator Full Power
01/27/02 1700 1151 100 Turbine/Generator Full Power
01/27/02 1800 1150 100 Turbine/Generator Full Power
01/27/02 1900 1150 100 Turbine/Generator Full Power
01/27/02 2000 1150 100 Turbine/Generator Full Power
01/27/02 2100 1150 100 Turbine/Generator Full Power
01/27/02 2200 1151 100 Turbine/Generator Full Power
01/27/02 2300 1150 100 Turbine/Generator Full Power
01/27/02 2400 1150 100 Turbine/Generator Full Power
01/28/02 0100 1150 100 Turbine/Generator Full Power
01/28/02 0200 1150 100 Turbine/Generator Full Power
01/28/02 0300 1150 100 Turbine/Generator Full Power
01/28/02 0400 1151 100.4 Turbine/Generator Full Power
01/28/02 0500 1150 100.4 Turbine/Generator Full Power
01/28/02 0600 1150 99.9 Turbine/Generator Full Power
01/28/02 0700 1151 99.9 Turbine/Generator Full Power
01/28/02 0800 1151 99.9 Turbine/Generator Full Power
01/28/02 0900 1150 100 Turbine/Generator Full Power
01/28/02 1000 1150 99.9 Turbine/Generator Full Power
01/28/02 1100 1150 100 Turbine/Generator Full Power
01/28/02 1200 1150 100 Turbine/Generator Full Power
01/28/02 1300 1150 99.9 Turbine/Generator Full Power
01/28/02 1400 1150 100 Turbine/Generator Full Power
01/28/02 1500 1150 100 Turbine/Generator Full Power
01/28/02 1600 1150 100 Turbine/Generator Full Power
01/28/02 1700 1150 100 Turbine/Generator Full Power
01/28/02 1800 1150 100 Turbine/Generator Full Power
01/28/02 1900 1150 99.9 Turbine/Generator Full Power
01/28/02 2000 1150 99.9 Turbine/Generator Full Power
01/28/02 2100 1150 99.9 Turbine/Generator Full Power
01/28/02 2200 1150 100 Turbine/Generator Full Power
01/28/02 2300 1150 99.9 Turbine/Generator Full Power
01/28/02 2400 1150 99.9 Turbine/Generator Full Power
01/29/02 0100 1151 99.9 Turbine/Generator Full Power
01/29/02 0200 1150 99.9 Turbine/Generator Full Power
01/29/02 0300 1151 99.9 Turbine/Generator Full Power
01/29/02 0400 1150 99.9 Turbine/Generator Full Power
01/29/02 0500 1151 100 Turbine/Generator Full Power
01/29/02 0600 1150 100 Turbine/Generator Full Power
01/29/02 0700 1149 99.9 Turbine/Generator Full Power
01/29/02 0800 1151 99.9 Turbine/Generator Full Power
01/29/02 0900 1151 100 Turbine/Generator Full Power
01/29/02 1000 1151 100 Turbine/Generator Full Power
01/29/02 1100 1151 100 Turbine/Generator Full Power
01/29/02 1200 1150 99.9 Turbine/Generator Full Power
01/29/02 1300 1150 100 Turbine/Generator Full Power



01/29/02 1400 1150 100 Turbine/Generator Full Power
01/29/02 1500 1150 100 Turbine/Generator Full Power
01/29/02 1600 1149 99.9 Turbine/Generator Full Power
01/29/02 1700 1149 100 Turbine/Generator Full Power
01/29/02 1800 1149 99.9 Turbine/Generator Full Power
01/29/02 1900 1150 100 Turbine/Generator Full Power
01/29/02 2000 1149 100 Turbine/Generator Full Power
01/29/02 2100 1150 99.9 Turbine/Generator Full Power
01/29/02 2200 1150 99.9 Turbine/Generator Full Power
01/29/02 2300 1148 100 Turbine/Generator Full Power
01/29/02 2400 1150 99.9 Turbine/Generator Full Power
01/30/02 0100 1150 100 Turbine/Generator Full Power
01/30/02 0200 1150 100 Turbine/Generator Full Power
01/30/02 0300 1150 100 Turbine/Generator Full Power
01/30/02 0400 1150 100 Turbine/Generator Full Power
01/30/02 0500 1150 99.9 Turbine/Generator Full Power
01/30/02 0600 1149 99.9 Turbine/Generator Full Power
01/30/02 0700 1150 99.9 Turbine/Generator Full Power
01/30/02 0800 1150 99.9 Turbine/Generator Full Power
01/30/02 0900 1151 99.9 Turbine/Generator Full Power
01/30/02 1000 1151 99.9 Turbine/Generator Full Power
01/30/02 1100 1151 100 Turbine/Generator Full Power
01/30/02 1200 1151 100 Turbine/Generator Full Power
01/30/02 1300 1151 100 Turbine/Generator Full Power
01/30/02 1400 1151 100 Turbine/Generator Full Power
01/30/02 1500 1151 100 Turbine/Generator Full Power
01/30/02 1600 1151 100 Turbine/Generator Full Power
01/30/02 1700 1151 99.9 Turbine/Generator Full Power
01/30/02 1800 1151 99.9 Turbine/Generator Full Power
01/30/02 1900 1150 99.9 Turbine/Generator Full Power
01/30/02 2000 1151 99.9 Turbine/Generator Full Power
01/30/02 2100 1148 99.9 Turbine/Generator Full Power
01/30/02 2200 1152 100 Turbine/Generator Full Power
01/30/02 2300 1151 99.9 Turbine/Generator Full Power
01/30/02 2400 1150 100 Turbine/Generator Full Power
01/31/02 0100 1151 100 Turbine/Generator Full Power
01/31/02 0200 1151 100 Turbine/Generator Full Power
01/31/02 0300 1151 100 Turbine/Generator Full Power
01/31/02 0400 1150 99.9 Turbine/Generator Full Power
01/31/02 0500 1151 100 Turbine/Generator Full Power
01/31/02 0600 1152 99.9 Turbine/Generator Full Power
01/31/02 0700 1151 100 Turbine/Generator Full Power
01/31/02 0800 1151 100 Turbine/Generator Full Power
01/31/02 0900 1151 100 Turbine/Generator Full Power
01/31/02 1000 1152 100 Turbine/Generator Full Power
01/31/02 1100 1151 100 Turbine/Generator Full Power
01/31/02 1200 1151 100 Turbine/Generator Full Power
01/31/02 1300 1151 100 Turbine/Generator Full Power
01/31/02 1400 1151 100 Turbine/Generator Full Power
01/31/02 1500 1151 99.9 Turbine/Generator Full Power
01/31/02 1600 1151 99.9 Turbine/Generator Full Power
01/31/02 1700 1151 100 Turbine/Generator Full Power
01/31/02 1800 1151 100 Turbine/Generator Full Power
01/31/02 1900 1151 100 Turbine/Generator Full Power
01/31/02 2000 1152 100 Turbine/Generator Full Power
01/31/02 2100 1151 99.9 Turbine/Generator Full Power
01/31/02 2200 1151 100 Turbine/Generator Full Power
01/31/02 2300 1151 99.9 Turbine/Generator Full Power



01/31/02 2400 1151 99.9 Turbine/Generator Full Power
02/01/02 0100 1151 100 Turbine/Generator Full Power
02/01/02 0200 1151 100 Turbine/Generator Full Power
02/01/02 0300 1151 100 Turbine/Generator Full Power
02/01/02 0400 1151 99.9 Turbine/Generator Full Power
02/01/02 0500 1151 100 Turbine/Generator Full Power
02/01/02 0600 1151 99.9 Turbine/Generator Full Power
02/01/02 0700 1151 100 Turbine/Generator Full Power
02/01/02 0800 1151 100 Turbine/Generator Full Power
02/01/02 0900 1151 100 Turbine/Generator Full Power
02/01/02 1000 1151 99.9 Turbine/Generator Full Power
02/01/02 1100 1151 100 Turbine/Generator Full Power
02/01/02 1200 1151 99.9 Turbine/Generator Full Power
02/01/02 1300 1151 99.9 Turbine/Generator Full Power
02/01/02 1400 1151 100 Turbine/Generator Full Power
02/01/02 1500 1151 100 Turbine/Generator Full Power
02/01/02 1600 1151 99.9 Turbine/Generator Full Power
02/01/02 1700 1151 99.9 Turbine/Generator Full Power
02/01/02 1800 1151 100 Turbine/Generator Full Power
02/01/02 1900 1151 99.9 Turbine/Generator Full Power
02/01/02 2000 1151 99.9 Turbine/Generator Full Power
02/01/02 2100 1151 99.9 Turbine/Generator Full Power
02/01/02 2200 1151 100 Turbine/Generator Full Power
02/01/02 2300 1151 100 Turbine/Generator Full Power
02/01/02 2400 1151 100 Turbine/Generator Full Power
02/02/02 0100 1151 100 Turbine/Generator Full Power
02/02/02 0200 1150 100 Turbine/Generator Full Power
02/02/02 0300 1151 99.9 Turbine/Generator Full Power
02/02/02 0400 1151 99.9 Turbine/Generator Full Power
02/02/02 0500 1151 100 Turbine/Generator Full Power
02/02/02 0600 1151 100 Turbine/Generator Full Power
02/02/02 0700 1151 100 Turbine/Generator Full Power
02/02/02 0800 1151 100 Turbine/Generator Full Power
02/02/02 0900 1151 100 Turbine/Generator Full Power
02/02/02 1000 1151 100 Turbine/Generator Full Power
02/02/02 1100 1151 100 Turbine/Generator Full Power
02/02/02 1200 1151 100 Turbine/Generator Full Power
02/02/02 1300 1151 100 Turbine/Generator Full Power
02/02/02 1400 1151 100 Turbine/Generator Full Power
02/02/02 1500 1151 99.9 Turbine/Generator Full Power
02/02/02 1600 1151 100 Turbine/Generator Full Power
02/02/02 1700 1150 100 Turbine/Generator Full Power
02/02/02 1800 1151 100 Turbine/Generator Full Power
02/02/02 1900 1151 100 Turbine/Generator Full Power
02/02/02 2000 1151 100 Turbine/Generator Full Power
02/02/02 2100 1151 100 Turbine/Generator Full Power
02/02/02 2200 1151 99.9 Turbine/Generator Full Power
02/02/02 2300 1151 99.9 Turbine/Generator Full Power
02/02/02 2400 1151 100 Turbine/Generator Full Power
02/03/02 0100 1151 100 Turbine/Generator Full Power
02/03/02 0200 1151 100 Turbine/Generator Full Power
02/03/02 0300 1151 100 Turbine/Generator Full Power
02/03/02 0400 1151 99.9 Turbine/Generator Full Power
02/03/02 0500 1151 100 Turbine/Generator Full Power
02/03/02 0600 1151 100 Turbine/Generator Full Power
02/03/02 0700 1151 100 Turbine/Generator Full Power
02/03/02 0800 1151 100 Turbine/Generator Full Power
02/03/02 0900 1150 99.9 Turbine/Generator Full Power



02/03/02 1000 1151 99.9 Turbine/Generator Full Power
02/03/02 1100 1150 100 Turbine/Generator Full Power
02/03/02 1200 1150 100 Turbine/Generator Full Power
02/03/02 1300 1151 100 Turbine/Generator Full Power
02/03/02 1400 1150 100 Turbine/Generator Full Power
02/03/02 1500 1150 100 Turbine/Generator Full Power
02/03/02 1600 1150 100 Turbine/Generator Full Power
02/03/02 1700 1151 100 Turbine/Generator Full Power
02/03/02 1800 1152 100 Turbine/Generator Full Power
02/03/02 1900 1150 100 Turbine/Generator Full Power
02/03/02 2000 1150 100 Turbine/Generator Full Power
02/03/02 2100 1151 100 Turbine/Generator Full Power
02/03/02 2200 1151 100 Turbine/Generator Full Power
02/03/02 2300 1151 100 Turbine/Generator Full Power
02/03/02 2400 1151 100 Turbine/Generator Full Power
02/04/02 0100 1151 100 Turbine/Generator Full Power
02/04/02 0200 1151 100 Turbine/Generator Full Power
02/04/02 0300 1151 100 Turbine/Generator Full Power
02/04/02 0400 1151 100 Turbine/Generator Full Power
02/04/02 0500 1151 100 Turbine/Generator Full Power
02/04/02 0600 1151 100 Turbine/Generator Full Power
02/04/02 0700 1150 100 Turbine/Generator Full Power
02/04/02 0800 1150 100 Turbine/Generator Full Power
02/04/02 0900 1151 100 Turbine/Generator Full Power
02/04/02 1000 1150 100 Turbine/Generator Full Power
02/04/02 1100 1150 100 Turbine/Generator Full Power
02/04/02 1200 1151 100 Turbine/Generator Full Power
02/04/02 1300 1151 100 Turbine/Generator Full Power
02/04/02 1400 1150 99.9 Turbine/Generator Full Power
02/04/02 1500 1151 100 Turbine/Generator Full Power
02/04/02 1600 1149 100 Turbine/Generator Full Power
02/04/02 1700 1151 100 Turbine/Generator Full Power
02/04/02 1800 1151 99.9 Turbine/Generator Full Power
02/04/02 1900 1150 99.9 Turbine/Generator Full Power
02/04/02 2000 1150 100 Turbine/Generator Full Power
02/04/02 2100 1151 100 Turbine/Generator Full Power
02/04/02 2200 1151 100 Turbine/Generator Full Power
02/04/02 2300 1151 99.9 Turbine/Generator Full Power
02/04/02 2400 1150 100 Turbine/Generator Full Power
02/05/02 0100 1150 100 Turbine/Generator Full Power
02/05/02 0200 1150 100 Turbine/Generator Full Power
02/05/02 0300 1150 100 Turbine/Generator Full Power
02/05/02 0400 1150 100 Turbine/Generator Full Power
02/05/02 0500 1150 100 Turbine/Generator Full Power
02/05/02 0600 1151 100 Turbine/Generator Full Power
02/05/02 0700 1151 99.9 Turbine/Generator Full Power
02/05/02 0800 1151 100 Turbine/Generator Full Power
02/05/02 0900 1151 100 Turbine/Generator Full Power
02/05/02 1000 1150 99.9 Turbine/Generator Full Power
02/05/02 1100 1151 100 Turbine/Generator Full Power
02/05/02 1200 1150 100 Turbine/Generator Full Power
02/05/02 1300 1151 100 Turbine/Generator Full Power
02/05/02 1400 1151 100 Turbine/Generator Full Power
02/05/02 1500 1151 100 Turbine/Generator Full Power
02/05/02 1600 1150 99.9 Turbine/Generator Full Power
02/05/02 1700 1151 99.9 Turbine/Generator Full Power
02/05/02 1800 1150 100 Turbine/Generator Full Power
02/05/02 1900 1151 100 Turbine/Generator Full Power



02/05/02 2000 1151 100 Turbine/Generator Full Power
02/05/02 2100 1151 100 Turbine/Generator Full Power
02/05/02 2200 1151 99.9 Turbine/Generator Full Power
02/05/02 2300 1150 100 Turbine/Generator Full Power
02/05/02 2400 1151 99.9 Turbine/Generator Full Power
02/06/02 0100 1151 100 Turbine/Generator Full Power
02/06/02 0200 1151 100 Turbine/Generator Full Power
02/06/02 0300 1151 100 Turbine/Generator Full Power
02/06/02 0400 1151 99.9 Turbine/Generator Full Power
02/06/02 0500 1150 100 Turbine/Generator Full Power
02/06/02 0600 1150 100 Turbine/Generator Full Power
02/06/02 0700 1150 100 Turbine/Generator Full Power
02/06/02 0800 1150 100 Turbine/Generator Full Power
02/06/02 0900 1149 99.9 Turbine/Generator Full Power
02/06/02 1000 1150 100 Turbine/Generator Full Power
02/06/02 1100 1150 100 Turbine/Generator Full Power
02/06/02 1200 1150 100 Turbine/Generator Full Power
02/06/02 1300 1149 100 Turbine/Generator Full Power
02/06/02 1400 1150 100 Turbine/Generator Full Power
02/06/02 1500 1150 99.9 Turbine/Generator Full Power
02/06/02 1600 1150 99.9 Turbine/Generator Full Power
02/06/02 1700 1151 100 Turbine/Generator Full Power
02/06/02 1800 1151 100 Turbine/Generator Full Power
02/06/02 1900 1150 99.9 Turbine/Generator Full Power
02/06/02 2000 1150 100 Turbine/Generator Full Power
02/06/02 2100 1151 100 Turbine/Generator Full Power
02/06/02 2200 1151 100 Turbine/Generator Full Power
02/06/02 2300 1150 99.9 Turbine/Generator Full Power
02/06/02 2400 1150 100.9 Turbine/Generator Full Power
02/07/02 0100 1150 100.8 Turbine/Generator Full Power
02/07/02 0200 1149 100.8 Turbine/Generator Full Power
02/07/02 0300 1150 100.8 Steam Pressure Channel PM-514C problem and
02/07/02 0400 1129 98.7 Nozzle Fouling Factor adjustment; unit reduced 20 MW.
02/07/02 0500 1127 98.5 Holding at slightly reduced power
02/07/02 0600 1130 98.8 Holding at slightly reduced power
02/07/02 0700 1129 98.8 Holding at slightly reduced power
02/07/02 0800 1130 98.6 Holding at slightly reduced power
02/07/02 0900 1130 98.8 Holding at slightly reduced power
02/07/02 1000 1130 98.8 Holding at slightly reduced power
02/07/02 1100 1130 98.9 Holding at slightly reduced power
02/07/02 1200 1129 98.9 Holding at slightly reduced power
02/07/02 1300 1129 98.9 Holding at slightly reduced power
02/07/02 1400 1129 98.8 Holding at slightly reduced power
02/07/02 1500 1128 98.7 Holding at slightly reduced power
02/07/02 1600 1128 98.8 Holding at slightly reduced power
02/07/02 1700 1129 98.7 Holding at slightly reduced power
02/07/02 1800 1129 98.7 Holding at slightly reduced power
02/07/02 1900 1128 98.7 Holding at slightly reduced power
02/07/02 2000 1130 98.8 Holding at slightly reduced power
02/07/02 2100 1129 98.7 Holding at slightly reduced power
02/07/02 2200 1145 99 Holding at slightly reduced power
02/07/02 2300 1151 99.9 Turbine/Generator Full Power
02/07/02 2400 1152 100 Turbine/Generator Full Power
02/08/02 0100 1147 99.7 Turbine/Generator Full Power
02/08/02 0200 1149 99.7 Turbine/Generator Full Power
02/08/02 0300 1151 100 Turbine/Generator Full Power
02/08/02 0400 1150 99.9 Turbine/Generator Full Power
02/08/02 0500 1151 99.9 Turbine/Generator Full Power



02/08/02 0600 1151 100 Turbine/Generator Full Power
02/08/02 0700 1152 100 Turbine/Generator Full Power
02/08/02 0800 1152 100 Turbine/Generator Full Power
02/08/02 0900 1152 100 Turbine/Generator Full Power
02/08/02 1000 1151 100 Turbine/Generator Full Power
02/08/02 1100 1152 100 Turbine/Generator Full Power
02/08/02 1200 1152 100 Turbine/Generator Full Power
02/08/02 1300 1151 100 Turbine/Generator Full Power
02/08/02 1400 1151 100 Turbine/Generator Full Power
02/08/02 1500 1151 100 Turbine/Generator Full Power
02/08/02 1600 1152 100 Turbine/Generator Full Power
02/08/02 1700 1152 100 Turbine/Generator Full Power
02/08/02 1800 1151 100 Turbine/Generator Full Power
02/08/02 1900 1151 100 Turbine/Generator Full Power
02/08/02 2000 1152 100 Turbine/Generator Full Power
02/08/02 2100 1152 100 Turbine/Generator Full Power
02/08/02 2200 1152 100 Turbine/Generator Full Power
02/08/02 2300 1152 100 Turbine/Generator Full Power
02/08/02 2400 1152 100 Turbine/Generator Full Power
02/09/02 0100 1152 100 Turbine/Generator Full Power
02/09/02 0200 1152 100 Turbine/Generator Full Power
02/09/02 0300 1152 100 03:37 manual trip due to Feedwater Regulator Valve
02/10/02 1200 0 2 FCV-540 failing closed.  This valve feeds water to SGs.
02/10/02 1300 0 2 Problem was blown fuse as well as Solenoid Valve
02/10/02 1400 0 2 SV-540B bad coil.
02/10/02 1500 0 4.2
02/10/02 1600 0 12 16:35 Paralleled.
02/10/02 1700 154 21.7 Power Ascension
02/10/02 1800 213 25.1 Power Ascension
02/10/02 1900 213 24.7 Power Ascension
02/10/02 2000 213 25.5 Power Ascension
02/10/02 2100 212 25.7 Power Ascension
02/10/02 2200 213 25.7 Power Ascension
02/10/02 2300 312 34.1 Power Ascension
02/10/02 2400 465 48.3 Power Ascension
02/11/02 0100 468 47.9 Power Ascension
02/11/02 0200 484 49.4 Power Ascension
02/11/02 0300 503 50.2 Power Ascension
02/11/02 0400 528 50.1 Power Ascension
02/11/02 0500 622 58.5 Power Ascension
02/11/02 0600 615 57.9 Power Ascension
02/11/02 0700 620 58 Power Ascension
02/11/02 0800 612 57.5 Power Ascension
02/11/02 0900 617 58.2 Power Ascension
02/11/02 1000 619 58.2 Power Ascension
02/11/02 1100 622 58.4 Power Ascension
02/11/02 1200 619 58.1 Power Ascension
02/11/02 1300 644 58 Power Ascension
02/11/02 1400 704 62.6 Power Ascension
02/11/02 1500 793 69.5 Power Ascension
02/11/02 1600 956 82.4 Power Ascension
02/11/02 1700 983 84.7 Power Ascension
02/11/02 1800 976 84.3 Power Ascension
02/11/02 1900 968 83.7 Power Ascension
02/11/02 2000 999 86 Power Ascension
02/11/02 2100 1057 90.9 Power Ascension
02/11/02 2200 1097 95.1 Power Ascension
02/11/02 2300 1107 95.5 Power Ascension



02/11/02 2400 1100 94.9 Power Ascension
02/12/02 0100 1096 94.6 Power Ascension
02/12/02 0200 1119 96.7 Power Ascension
02/12/02 0300 1153 100 Turbine/Generator Full Power
02/12/02 0400 1146 99.2 Turbine/Generator Full Power
02/12/02 0500 1147 99.3 Turbine/Generator Full Power
02/12/02 0600 1154 100 Turbine/Generator Full Power
02/12/02 0700 1147 99.3 Turbine/Generator Full Power
02/12/02 0800 1148 99.5 Turbine/Generator Full Power
02/12/02 0900 1153 99.7 Turbine/Generator Full Power
02/12/02 1000 1155 100 Turbine/Generator Full Power
02/12/02 1100 1153 99.9 Turbine/Generator Full Power
02/12/02 1200 1150 99.7 Turbine/Generator Full Power
02/12/02 1300 1144 99.2 Turbine/Generator Full Power
02/12/02 1400 1147 99.3 Turbine/Generator Full Power
02/12/02 1500 1153 99.9 Turbine/Generator Full Power
02/12/02 1600 1154 100 Turbine/Generator Full Power
02/12/02 1700 1153 99.8 Turbine/Generator Full Power
02/12/02 1800 1154 100 Turbine/Generator Full Power
02/12/02 1900 1154 99.9 Turbine/Generator Full Power
02/12/02 2000 1145 99.1 Turbine/Generator Full Power
02/12/02 2100 1151 99.6 Turbine/Generator Full Power
02/12/02 2200 1148 99.4 Turbine/Generator Full Power
02/12/02 2300 1150 99.4 Turbine/Generator Full Power
02/12/02 2400 1149 99.5 Turbine/Generator Full Power
02/13/02 0100 1149 99.5 Turbine/Generator Full Power
02/13/02 0200 1150 99.6 Turbine/Generator Full Power
02/13/02 0300 1150 99.5 Turbine/Generator Full Power
02/13/02 0400 1148 99.5 Turbine/Generator Full Power
02/13/02 0500 1150 99.5 Turbine/Generator Full Power
02/13/02 0600 1150 99.5 Turbine/Generator Full Power
02/13/02 0700 1150 99.5 Turbine/Generator Full Power
02/13/02 0800 1150 99.5 Turbine/Generator Full Power
02/13/02 0900 1150 99.5 Turbine/Generator Full Power
02/13/02 1000 1155 100 Turbine/Generator Full Power
02/13/02 1100 1155 99.9 Turbine/Generator Full Power
02/13/02 1200 1155 100 Turbine/Generator Full Power
02/13/02 1300 1156 100 Turbine/Generator Full Power
02/13/02 1400 1155 100 Turbine/Generator Full Power
02/13/02 1500 1155 100 Turbine/Generator Full Power
02/13/02 1600 1155 100 Turbine/Generator Full Power
02/13/02 1700 1155 100 Turbine/Generator Full Power
02/13/02 1800 1155 100 Turbine/Generator Full Power
02/13/02 1900 1156 100 Turbine/Generator Full Power
02/13/02 2000 1155 100 Turbine/Generator Full Power
02/13/02 2100 1157 100 Turbine/Generator Full Power
02/13/02 2200 1156 100 Turbine/Generator Full Power
02/13/02 2300 1156 100 Turbine/Generator Full Power
02/13/02 2400 1157 100 Turbine/Generator Full Power
02/14/02 0100 1156 100 Turbine/Generator Full Power
02/14/02 0200 1155 100 Turbine/Generator Full Power
02/14/02 0300 1155 100 Turbine/Generator Full Power
02/14/02 0400 1155 100 Turbine/Generator Full Power
02/14/02 0500 1154 99.9 Turbine/Generator Full Power
02/14/02 0600 1154 99.9 Turbine/Generator Full Power
02/14/02 0700 1155 99.9 Turbine/Generator Full Power
02/14/02 0800 1155 99.9 Turbine/Generator Full Power
02/14/02 0900 1156 100 Turbine/Generator Full Power



02/14/02 1000 1156 100 Turbine/Generator Full Power
02/14/02 1100 1156 100 Turbine/Generator Full Power
02/14/02 1200 1156 100 Turbine/Generator Full Power
02/14/02 1300 1156 100 Turbine/Generator Full Power
02/14/02 1400 1156 100 Turbine/Generator Full Power
02/14/02 1500 1156 100 Turbine/Generator Full Power
02/14/02 1600 1106 95.1 17:00 planned ramp-down to address resetting of 
02/14/02 1700 1104 95 Steam Generator low-level trip setpoints.
02/14/02 1800 963 83.6 ramp-down
02/14/02 1900 857 75.3 ramp-down
02/14/02 2000 735 65 ramp-down
02/14/02 2100 640 57.5 20:45 ramp-down complete at 58% RX power.
02/14/02 2200 646 58 hold at 58%
02/14/02 2300 646 58 hold at 58%
02/14/02 2400 646 58.1 hold at 58%
02/15/02 0100 646 58.1 hold at 58%
02/15/02 0200 553 51 ramp-down to 48% RX power.
02/15/02 0300 525 48.2 hold at 48%
02/15/02 0400 527 48.3 hold at 48%
02/15/02 0500 525 48.1 hold at 48%
02/15/02 0600 537 48.3 hold at 48%
02/15/02 0700 527 48.3 hold at 48%
02/15/02 0800 527 48.3 hold at 48%
02/15/02 0900 527 48.3 hold at 48%
02/15/02 1000 526 48.3 hold at 48%
02/15/02 1100 526 48.2 hold at 48%
02/15/02 1200 525 48.3 hold at 48%
02/15/02 1300 527 48.5 13:32 Started ramp-up to full-power.
02/15/02 1400 565 50.9 ramp-up to full-power
02/15/02 1500 664 59 ramp-up to full-power
02/15/02 1600 807 70.2 ramp-up to full-power
02/15/02 1700 957 82.5 ramp-up to full-power
02/15/02 1800 1093 93.5 ramp-up to full-power
02/15/02 1900 1097 94.4 ramp-up to full-power
02/15/02 2000 1096 94.1 ramp-up to full-power
02/15/02 2100 1094 96.2 ramp-up to full-power
02/15/02 2200 1093 96.1 ramp-up to full-power
02/15/02 2300 1088 95.7 ramp-up to full-power
02/15/02 2400 1129 99.9 100% RX
02/16/02 0100 1134 100 continued ramp-up of Turbine/Generator output.
02/16/02 0200 1132 100 continued ramp-up of Turbine/Generator output.
02/16/02 0300 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0400 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0500 1130 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0600 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0700 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0800 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 0900 1132 100.1 continued ramp-up of Turbine/Generator output.
02/16/02 1000 1130 99.8 continued ramp-up of Turbine/Generator output.
02/16/02 1100 1131 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 1200 1135 100.2 continued ramp-up of Turbine/Generator output.
02/16/02 1300 1132 100 continued ramp-up of Turbine/Generator output.
02/16/02 1400 1132 100 continued ramp-up of Turbine/Generator output.
02/16/02 1500 1130 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 1600 1133 100 continued ramp-up of Turbine/Generator output.
02/16/02 1700 1133 101.4 continued ramp-up of Turbine/Generator output.
02/16/02 1800 1135 98.1 continued ramp-up of Turbine/Generator output.
02/16/02 1900 1141 98.8 continued ramp-up of Turbine/Generator output.



02/16/02 2000 1150 99.5 continued ramp-up of Turbine/Generator output.
02/16/02 2100 1153 99.9 continued ramp-up of Turbine/Generator output.
02/16/02 2200 1154 100 Turbine/Generator Full Power
02/16/02 2300 1154 99.9 Turbine/Generator Full Power
02/16/02 2400 1154 99.9 Turbine/Generator Full Power
02/17/02 0100 1154 99.9 Turbine/Generator Full Power
02/17/02 0200 1155 100 Turbine/Generator Full Power
02/17/02 0300 1156 100 Turbine/Generator Full Power
02/17/02 0400 1155 100 Turbine/Generator Full Power
02/17/02 0500 1155 100 Turbine/Generator Full Power
02/17/02 0600 1156 100 Turbine/Generator Full Power
02/17/02 0700 1155 100 Turbine/Generator Full Power
02/17/02 0800 1155 100 Turbine/Generator Full Power
02/17/02 0900 1155 100 Turbine/Generator Full Power
02/17/02 1000 1155 100 Turbine/Generator Full Power
02/17/02 1100 1155 100 Turbine/Generator Full Power
02/17/02 1200 1154 100 Turbine/Generator Full Power
02/17/02 1300 1155 100 Turbine/Generator Full Power
02/17/02 1400 1155 100 Turbine/Generator Full Power
02/17/02 1500 1154 100 Turbine/Generator Full Power
02/17/02 1600 1155 100 Turbine/Generator Full Power
02/17/02 1700 1155 100 Turbine/Generator Full Power
02/17/02 1800 1154 100 Turbine/Generator Full Power
02/17/02 1900 1155 100 Turbine/Generator Full Power
02/17/02 2000 1155 100 Turbine/Generator Full Power
02/17/02 2100 1156 100 Turbine/Generator Full Power
02/17/02 2200 1156 100 Turbine/Generator Full Power
02/17/02 2300 1155 100 Turbine/Generator Full Power
02/17/02 2400 1154 100 Turbine/Generator Full Power
02/18/02 0100 1155 100 Turbine/Generator Full Power
02/18/02 0200 1155 100 Turbine/Generator Full Power
02/18/02 0300 1155 100 Turbine/Generator Full Power
02/18/02 0400 1155 100 Turbine/Generator Full Power
02/18/02 0500 1155 100 Turbine/Generator Full Power
02/18/02 0600 1155 100 Turbine/Generator Full Power
02/18/02 0700 1155 100 Turbine/Generator Full Power
02/18/02 0800 1155 100 Turbine/Generator Full Power
02/18/02 0900 1155 100 Turbine/Generator Full Power
02/18/02 1000 1155 100 Turbine/Generator Full Power
02/18/02 1100 1155 100 Turbine/Generator Full Power
02/18/02 1200 1155 100 Turbine/Generator Full Power
02/18/02 1300 1155 100 Turbine/Generator Full Power
02/18/02 1400 1155 100 Turbine/Generator Full Power
02/18/02 1500 1155 100 Turbine/Generator Full Power
02/18/02 1600 1155 100 Turbine/Generator Full Power
02/18/02 1700 1155 100 Turbine/Generator Full Power
02/18/02 1800 1155 100 Turbine/Generator Full Power
02/18/02 1900 1154 100 Turbine/Generator Full Power
02/18/02 2000 1154 100 Turbine/Generator Full Power
02/18/02 2100 1155 100 Turbine/Generator Full Power
02/18/02 2200 1155 100 Turbine/Generator Full Power
02/18/02 2300 1155 100 Turbine/Generator Full Power
02/18/02 2400 1155 100 Turbine/Generator Full Power
02/19/02 0100 1154 100 Turbine/Generator Full Power
02/19/02 0200 1154 100 Turbine/Generator Full Power
02/19/02 0300 1154 100 Turbine/Generator Full Power
02/19/02 0400 1154 100 Turbine/Generator Full Power
02/19/02 0500 1154 100 Turbine/Generator Full Power



02/19/02 0600 1154 100 Turbine/Generator Full Power
02/19/02 0700 1154 100 Turbine/Generator Full Power
02/19/02 0800 1155 100 Turbine/Generator Full Power
02/19/02 0900 1155 100 Turbine/Generator Full Power
02/19/02 1000 1154 100 Turbine/Generator Full Power
02/19/02 1100 1155 100 Turbine/Generator Full Power
02/19/02 1200 1155 100 Turbine/Generator Full Power
02/19/02 1300 1155 100 Turbine/Generator Full Power
02/19/02 1400 1155 100 Turbine/Generator Full Power
02/19/02 1500 1155 100 Turbine/Generator Full Power
02/19/02 1600 1155 100 Turbine/Generator Full Power
02/19/02 1700 1155 100 Turbine/Generator Full Power
02/19/02 1800 1154 100 Turbine/Generator Full Power
02/19/02 1900 1154 100 Turbine/Generator Full Power
02/19/02 2000 1154 100 Turbine/Generator Full Power
02/19/02 2100 1154 100 Turbine/Generator Full Power
02/19/02 2200 1154 100 Turbine/Generator Full Power
02/19/02 2300 1154 100 Turbine/Generator Full Power
02/19/02 2400 1155 100 Turbine/Generator Full Power
02/20/02 0100 1154 100 Turbine/Generator Full Power
02/20/02 0200 1154 100 Turbine/Generator Full Power
02/20/02 0300 1154 100 Turbine/Generator Full Power
02/20/02 0400 1154 100 Turbine/Generator Full Power
02/20/02 0500 1154 100 Turbine/Generator Full Power
02/20/02 0600 1154 99.9 Turbine/Generator Full Power
02/20/02 0700 1155 100 Turbine/Generator Full Power
02/20/02 0800 1154 100 Turbine/Generator Full Power
02/20/02 0900 1154 100 Turbine/Generator Full Power
02/20/02 1000 1155 100 Turbine/Generator Full Power
02/20/02 1100 1153 100 Turbine/Generator Full Power
02/20/02 1200 1154 100 Turbine/Generator Full Power
02/20/02 1300 1154 100 Turbine/Generator Full Power
02/20/02 1400 1154 99.9 Turbine/Generator Full Power
02/20/02 1500 1155 100 Turbine/Generator Full Power
02/20/02 1600 1155 100 Turbine/Generator Full Power
02/20/02 1700 1154 100 Turbine/Generator Full Power
02/20/02 1800 1154 100 Turbine/Generator Full Power
02/20/02 1900 1154 100 Turbine/Generator Full Power
02/20/02 2000 1154 100 Turbine/Generator Full Power
02/20/02 2100 1154 100 Turbine/Generator Full Power
02/20/02 2200 1154 100 Turbine/Generator Full Power
02/20/02 2300 1155 100 Turbine/Generator Full Power
02/20/02 2400 1154 99.9 Turbine/Generator Full Power
02/21/02 0100 1154 99.9 Turbine/Generator Full Power
02/21/02 0200 1154 99.9 Turbine/Generator Full Power
02/21/02 0300 1154 100 Turbine/Generator Full Power
02/21/02 0400 1154 100 Turbine/Generator Full Power
02/21/02 0500 1154 99.9 Turbine/Generator Full Power
02/21/02 0600 1155 99.9 Turbine/Generator Full Power
02/21/02 0700 1154 99.9 Turbine/Generator Full Power
02/21/02 0800 1154 99.9 Turbine/Generator Full Power
02/21/02 0900 1154 99.9 Turbine/Generator Full Power
02/21/02 1000 1154 100 Turbine/Generator Full Power
02/21/02 1100 1154 100 Turbine/Generator Full Power
02/21/02 1200 1154 100 Turbine/Generator Full Power
02/21/02 1300 1154 100 Turbine/Generator Full Power
02/21/02 1400 1154 100 Turbine/Generator Full Power
02/21/02 1500 1154 100 Turbine/Generator Full Power



02/21/02 1600 1154 100 Turbine/Generator Full Power
02/21/02 1700 1154 100 Turbine/Generator Full Power
02/21/02 1800 1154 100 Turbine/Generator Full Power
02/21/02 1900 1154 100 Turbine/Generator Full Power
02/21/02 2000 1154 100 Turbine/Generator Full Power
02/21/02 2100 1154 100 Turbine/Generator Full Power
02/21/02 2200 1154 99.9 Turbine/Generator Full Power
02/21/02 2300 1154 100 Turbine/Generator Full Power
02/21/02 2400 1154 100 Turbine/Generator Full Power
02/22/02 0100 1154 100 Turbine/Generator Full Power
02/22/02 0200 1154 100 Turbine/Generator Full Power
02/22/02 0300 1154 100 Turbine/Generator Full Power
02/22/02 0400 1154 100 Turbine/Generator Full Power
02/22/02 0500 1154 100 Turbine/Generator Full Power
02/22/02 0600 1154 100 Turbine/Generator Full Power
02/22/02 0700 1154 100 Turbine/Generator Full Power
02/22/02 0800 1154 99.9 Turbine/Generator Full Power
02/22/02 0900 1154 100 Turbine/Generator Full Power
02/22/02 1000 1154 100 Turbine/Generator Full Power
02/22/02 1100 1154 100 Turbine/Generator Full Power
02/22/02 1200 1154 100 Turbine/Generator Full Power
02/22/02 1300 1154 100 Turbine/Generator Full Power
02/22/02 1400 1154 100 Turbine/Generator Full Power
02/22/02 1500 1154 100 Turbine/Generator Full Power
02/22/02 1600 1154 99.9 Turbine/Generator Full Power
02/22/02 1700 1154 100 Turbine/Generator Full Power
02/22/02 1800 1154 100 Turbine/Generator Full Power
02/22/02 1900 1154 100 Turbine/Generator Full Power
02/22/02 2000 1154 100 Turbine/Generator Full Power
02/22/02 2100 1154 100 Turbine/Generator Full Power
02/22/02 2200 1154 100 Turbine/Generator Full Power
02/22/02 2300 1154 100 Turbine/Generator Full Power
02/22/02 2400 1154 99.9 Turbine/Generator Full Power
02/23/02 0100 1154 100 Turbine/Generator Full Power
02/23/02 0200 1155 100 Turbine/Generator Full Power
02/23/02 0300 1154 100 Turbine/Generator Full Power
02/23/02 0400 1154 100 Turbine/Generator Full Power
02/23/02 0500 1154 100 Turbine/Generator Full Power
02/23/02 0600 1154 99.9 Turbine/Generator Full Power
02/23/02 0700 1154 99.9 Turbine/Generator Full Power
02/23/02 0800 1154 100 Turbine/Generator Full Power
02/23/02 0900 1154 100 Turbine/Generator Full Power
02/23/02 1000 1154 100 Turbine/Generator Full Power
02/23/02 1100 1154 100 Turbine/Generator Full Power
02/23/02 1200 1154 100 Turbine/Generator Full Power
02/23/02 1300 1154 99.9 Turbine/Generator Full Power
02/23/02 1400 1154 100 Turbine/Generator Full Power
02/23/02 1500 1154 100 Turbine/Generator Full Power
02/23/02 1600 1154 100 Turbine/Generator Full Power
02/23/02 1700 1154 100 Turbine/Generator Full Power
02/23/02 1800 1154 99.9 Turbine/Generator Full Power
02/23/02 1900 1154 100 Turbine/Generator Full Power
02/23/02 2000 1154 100 Turbine/Generator Full Power
02/23/02 2100 1154 100 Turbine/Generator Full Power
02/23/02 2200 1154 100 Turbine/Generator Full Power
02/23/02 2300 1154 100 Turbine/Generator Full Power
02/23/02 2400 1154 99.9 Turbine/Generator Full Power
02/24/02 0100 1154 99.9 Turbine/Generator Full Power



02/24/02 0200 1154 99.9 Turbine/Generator Full Power
02/24/02 0300 1154 100 Turbine/Generator Full Power
02/24/02 0400 1154 99.9 Turbine/Generator Full Power
02/24/02 0500 1154 100 Turbine/Generator Full Power
02/24/02 0600 1154 100 Turbine/Generator Full Power
02/24/02 0700 1154 100 Turbine/Generator Full Power
02/24/02 0800 1154 99.9 Turbine/Generator Full Power
02/24/02 0900 1154 100 Turbine/Generator Full Power
02/24/02 1000 1154 100 Turbine/Generator Full Power
02/24/02 1100 1154 100 Turbine/Generator Full Power
02/24/02 1200 1154 100 Turbine/Generator Full Power
02/24/02 1300 1154 100 Turbine/Generator Full Power
02/24/02 1400 1154 99.9 Turbine/Generator Full Power
02/24/02 1500 1154 100 Turbine/Generator Full Power
02/24/02 1600 1154 100 Turbine/Generator Full Power
02/24/02 1700 1154 100 Turbine/Generator Full Power
02/24/02 1800 1154 100 Turbine/Generator Full Power
02/24/02 1900 1156 99.9 Turbine/Generator Full Power
02/24/02 2000 1154 99.9 Turbine/Generator Full Power
02/24/02 2100 1155 100 Turbine/Generator Full Power
02/24/02 2200 1155 100 Turbine/Generator Full Power
02/24/02 2300 1155 100 Turbine/Generator Full Power
02/24/02 2400 1155 100 Turbine/Generator Full Power
02/25/02 0100 1155 99.9 Turbine/Generator Full Power
02/25/02 0200 1154 100 Turbine/Generator Full Power
02/25/02 0300 1154 100 Turbine/Generator Full Power
02/25/02 0400 1154 100 Turbine/Generator Full Power
02/25/02 0500 1154 100 Turbine/Generator Full Power
02/25/02 0600 1154 100 Turbine/Generator Full Power
02/25/02 0700 1154 99.9 Turbine/Generator Full Power
02/25/02 0800 1154 99.9 Turbine/Generator Full Power
02/25/02 0900 1154 100 Turbine/Generator Full Power
02/25/02 1000 1153 99.9 Turbine/Generator Full Power
02/25/02 1100 1154 99.9 Turbine/Generator Full Power
02/25/02 1200 1154 99.9 Turbine/Generator Full Power
02/25/02 1300 1153 99.9 Turbine/Generator Full Power
02/25/02 1400 1153 100 Turbine/Generator Full Power
02/25/02 1500 1154 100 Turbine/Generator Full Power
02/25/02 1600 1154 100 Turbine/Generator Full Power
02/25/02 1700 1154 100 Turbine/Generator Full Power
02/25/02 1800 1154 99.9 Turbine/Generator Full Power
02/25/02 1900 1154 99.9 Turbine/Generator Full Power
02/25/02 2000 1154 99.9 Turbine/Generator Full Power
02/25/02 2100 1154 100 Turbine/Generator Full Power
02/25/02 2200 1155 100 Turbine/Generator Full Power
02/25/02 2300 1153 100 Turbine/Generator Full Power
02/25/02 2400 1154 100 Turbine/Generator Full Power
02/26/02 0100 1154 100 Turbine/Generator Full Power
02/26/02 0200 1153 100 Turbine/Generator Full Power
02/26/02 0300 1152 100 Turbine/Generator Full Power
02/26/02 0400 1153 99.9 Turbine/Generator Full Power
02/26/02 0500 1154 100 Turbine/Generator Full Power
02/26/02 0600 1153 99.9 Turbine/Generator Full Power
02/26/02 0700 1154 100 Turbine/Generator Full Power
02/26/02 0800 1154 100 Turbine/Generator Full Power
02/26/02 0900 1154 100 Turbine/Generator Full Power
02/26/02 1000 1154 99.9 Turbine/Generator Full Power
02/26/02 1100 1154 99.9 Turbine/Generator Full Power



02/26/02 1200 1154 99.9 Turbine/Generator Full Power
02/26/02 1300 1154 99.9 Turbine/Generator Full Power
02/26/02 1400 1154 100 Turbine/Generator Full Power
02/26/02 1500 1153 100 Turbine/Generator Full Power
02/26/02 1600 1154 100 Turbine/Generator Full Power
02/26/02 1700 1154 100 Turbine/Generator Full Power
02/26/02 1800 1154 100 Turbine/Generator Full Power
02/26/02 1900 1154 100 Turbine/Generator Full Power
02/26/02 2000 1154 100 Turbine/Generator Full Power
02/26/02 2100 1154 99.9 Turbine/Generator Full Power
02/26/02 2200 1154 100 Turbine/Generator Full Power
02/26/02 2300 1153 100 Turbine/Generator Full Power
02/26/02 2400 1154 100 Turbine/Generator Full Power
02/27/02 0100 1155 100 Turbine/Generator Full Power
02/27/02 0200 1155 100 Turbine/Generator Full Power
02/27/02 0300 1154 99.9 Turbine/Generator Full Power
02/27/02 0400 1154 100 Turbine/Generator Full Power
02/27/02 0500 1153 100 Turbine/Generator Full Power
02/27/02 0600 1153 100 Turbine/Generator Full Power
02/27/02 0700 1153 100 Turbine/Generator Full Power
02/27/02 0800 1154 100 Turbine/Generator Full Power
02/27/02 0900 1154 100 Turbine/Generator Full Power
02/27/02 1000 1154 100 Turbine/Generator Full Power
02/27/02 1100 1154 100 Turbine/Generator Full Power
02/27/02 1200 1154 100 Turbine/Generator Full Power
02/27/02 1300 1154 100 Turbine/Generator Full Power
02/27/02 1400 1153 100 Turbine/Generator Full Power
02/27/02 1500 1154 100 Turbine/Generator Full Power
02/27/02 1600 1154 100 Turbine/Generator Full Power
02/27/02 1700 1154 100 Turbine/Generator Full Power
02/27/02 1800 1154 100 Turbine/Generator Full Power
02/27/02 1900 1154 100 Turbine/Generator Full Power
02/27/02 2000 1154 100 Turbine/Generator Full Power
02/27/02 2100 1154 100 Turbine/Generator Full Power
02/27/02 2200 1154 100 Turbine/Generator Full Power
02/27/02 2300 1154 100 Turbine/Generator Full Power
02/27/02 2400 1155 100 Turbine/Generator Full Power
02/28/02 0100 1155 100 Turbine/Generator Full Power
02/28/02 0200 1154 100 Turbine/Generator Full Power
02/28/02 0300 1154 100 Turbine/Generator Full Power
02/28/02 0400 1153 100 Turbine/Generator Full Power
02/28/02 0500 1153 99.9 Turbine/Generator Full Power
02/28/02 0600 1154 99.9 Turbine/Generator Full Power
02/28/02 0700 1154 100 Turbine/Generator Full Power
02/28/02 0800 1154 100 Turbine/Generator Full Power
02/28/02 0900 1154 100 Turbine/Generator Full Power
02/28/02 1000 1154 100 Turbine/Generator Full Power
02/28/02 1100 1154 100 Turbine/Generator Full Power
02/28/02 1200 1154 100 Turbine/Generator Full Power
02/28/02 1300 1154 100 Turbine/Generator Full Power
02/28/02 1400 1154 100 Turbine/Generator Full Power
02/28/02 1500 1154 100 Turbine/Generator Full Power
02/28/02 1600 1154 100 Turbine/Generator Full Power
02/28/02 1700 1154 99.9 Turbine/Generator Full Power
02/28/02 1800 1153 100 Turbine/Generator Full Power
02/28/02 1900 1154 100 Turbine/Generator Full Power
02/28/02 2000 1154 100 Turbine/Generator Full Power
02/28/02 2100 1154 100 Turbine/Generator Full Power



02/28/02 2200 1154 99.9 Turbine/Generator Full Power
02/28/02 2300 1154 100 Turbine/Generator Full Power
02/28/02 2400 1155 100 Turbine/Generator Full Power
03/01/02 0100 1155 100 Turbine/Generator Full Power
03/01/02 0200 1154 100 Turbine/Generator Full Power
03/01/02 0300 1153 100 Turbine/Generator Full Power
03/01/02 0400 1153 100 Turbine/Generator Full Power
03/01/02 0500 1155 100 Turbine/Generator Full Power
03/01/02 0600 1154 100 Turbine/Generator Full Power
03/01/02 0700 1154 100 Turbine/Generator Full Power
03/01/02 0800 1155 100 Turbine/Generator Full Power
03/01/02 0900 1156 99.9 Turbine/Generator Full Power
03/01/02 1000 1155 100 Turbine/Generator Full Power
03/01/02 1100 1155 100 Turbine/Generator Full Power
03/01/02 1200 1155 100 Turbine/Generator Full Power
03/01/02 1300 1154 100 Turbine/Generator Full Power
03/01/02 1400 1154 100 Turbine/Generator Full Power
03/01/02 1500 1154 100 Turbine/Generator Full Power
03/01/02 1600 1154 100 Turbine/Generator Full Power
03/01/02 1700 1154 100 Turbine/Generator Full Power
03/01/02 1800 1153 100 Turbine/Generator Full Power
03/01/02 1900 1154 100 Turbine/Generator Full Power
03/01/02 2000 1153 100 Turbine/Generator Full Power
03/01/02 2100 1153 100 Turbine/Generator Full Power
03/01/02 2200 1152 100 Turbine/Generator Full Power
03/01/02 2300 1153 100 Turbine/Generator Full Power
03/01/02 2400 1155 100 Turbine/Generator Full Power
03/02/02 0100 1155 100 Turbine/Generator Full Power
03/02/02 0200 1154 100 Turbine/Generator Full Power
03/02/02 0300 1154 100 Turbine/Generator Full Power
03/02/02 0400 1154 100 Turbine/Generator Full Power
03/02/02 0500 1154 100 Turbine/Generator Full Power
03/02/02 0600 1153 100 Turbine/Generator Full Power
03/02/02 0700 1155 100 Turbine/Generator Full Power
03/02/02 0800 1154 100 Turbine/Generator Full Power
03/02/02 0900 1154 100 Turbine/Generator Full Power
03/02/02 1000 1154 100 Turbine/Generator Full Power
03/02/02 1100 1153 100 Turbine/Generator Full Power
03/02/02 1200 1154 100 Turbine/Generator Full Power
03/02/02 1300 1154 100 Turbine/Generator Full Power
03/02/02 1400 1154 100 Turbine/Generator Full Power
03/02/02 1500 1154 100 Turbine/Generator Full Power
03/02/02 1600 1154 100 Turbine/Generator Full Power
03/02/02 1700 1154 100 Turbine/Generator Full Power
03/02/02 1800 1154 100 Turbine/Generator Full Power
03/02/02 1900 1155 100 Turbine/Generator Full Power
03/02/02 2000 1154 100 Turbine/Generator Full Power
03/02/02 2100 1155 100 Turbine/Generator Full Power
03/02/02 2200 1154 100 Turbine/Generator Full Power
03/02/02 2300 1155 100 Turbine/Generator Full Power
03/02/02 2400 1155 100 Turbine/Generator Full Power
03/03/02 0100 1153 100 Turbine/Generator Full Power
03/03/02 0200 1155 100 Turbine/Generator Full Power
03/03/02 0300 1154 100 Turbine/Generator Full Power
03/03/02 0400 1154 100 Turbine/Generator Full Power
03/03/02 0500 1154 100 Turbine/Generator Full Power
03/03/02 0600 1154 100 Turbine/Generator Full Power
03/03/02 0700 1154 100 Turbine/Generator Full Power



03/03/02 0800 1154 100 Turbine/Generator Full Power
03/03/02 0900 1154 100 Turbine/Generator Full Power
03/03/02 1000 1154 100 Turbine/Generator Full Power
03/03/02 1100 1154 100 Turbine/Generator Full Power
03/03/02 1200 1154 100 Turbine/Generator Full Power
03/03/02 1300 1154 100 Turbine/Generator Full Power
03/03/02 1400 1153 100 Turbine/Generator Full Power
03/03/02 1500 1153 100 Turbine/Generator Full Power
03/03/02 1600 1154 100 Turbine/Generator Full Power
03/03/02 1700 1154 100 Turbine/Generator Full Power
03/03/02 1800 1154 100 Turbine/Generator Full Power
03/03/02 1900 1154 100 Turbine/Generator Full Power
03/03/02 2000 1154 100 Turbine/Generator Full Power
03/03/02 2100 1155 100 Turbine/Generator Full Power
03/03/02 2200 1153 100 Turbine/Generator Full Power
03/03/02 2300 1154 100 Turbine/Generator Full Power
03/03/02 2400 1153 100 Turbine/Generator Full Power
03/04/02 0100 1154 100 Turbine/Generator Full Power
03/04/02 0200 1154 100 Turbine/Generator Full Power
03/04/02 0300 1155 100 Turbine/Generator Full Power
03/04/02 0400 1154 100 Turbine/Generator Full Power
03/04/02 0500 1153 100 Turbine/Generator Full Power
03/04/02 0600 1154 100 Turbine/Generator Full Power
03/04/02 0700 1154 100 Turbine/Generator Full Power
03/04/02 0800 1154 100 Turbine/Generator Full Power
03/04/02 0900 1154 100 Turbine/Generator Full Power
03/04/02 1000 1154 100 Turbine/Generator Full Power
03/04/02 1100 1154 100 Turbine/Generator Full Power
03/04/02 1200 1154 100 Turbine/Generator Full Power
03/04/02 1300 1154 100 Turbine/Generator Full Power
03/04/02 1400 1154 100 Turbine/Generator Full Power
03/04/02 1500 1154 100 Turbine/Generator Full Power
03/04/02 1600 1154 100 Turbine/Generator Full Power
03/04/02 1700 1154 100 Turbine/Generator Full Power
03/04/02 1800 1154 100 Turbine/Generator Full Power
03/04/02 1900 1153 100 Turbine/Generator Full Power
03/04/02 2000 1154 100 Turbine/Generator Full Power
03/04/02 2100 1154 100 Turbine/Generator Full Power
03/04/02 2200 1154 100 Turbine/Generator Full Power
03/04/02 2300 1154 100 Turbine/Generator Full Power
03/04/02 2400 1154 100 Turbine/Generator Full Power
03/05/02 0100 1154 100 Turbine/Generator Full Power
03/05/02 0200 1154 100 Turbine/Generator Full Power
03/05/02 0300 1154 100.6 Turbine/Generator Full Power
03/05/02 0400 1153 100.6 Turbine/Generator Full Power
03/05/02 0500 1154 100.6 Turbine/Generator Full Power
03/05/02 0600 1154 100 Turbine/Generator Full Power
03/05/02 0700 1154 100 Turbine/Generator Full Power
03/05/02 0800 1154 100 Turbine/Generator Full Power
03/05/02 0900 1153 100 Turbine/Generator Full Power
03/05/02 1000 1153 100 Turbine/Generator Full Power
03/05/02 1100 1152 100.1 Turbine/Generator Full Power
03/05/02 1200 1152 100 Turbine/Generator Full Power
03/05/02 1300 1152 100 Turbine/Generator Full Power
03/05/02 1400 1152 100 Turbine/Generator Full Power
03/05/02 1500 1153 100 Turbine/Generator Full Power
03/05/02 1600 1152 100 Turbine/Generator Full Power
03/05/02 1700 1152 100 Turbine/Generator Full Power



03/05/02 1800 1152 100 Turbine/Generator Full Power
03/05/02 1900 1152 100 Turbine/Generator Full Power
03/05/02 2000 1153 100 Turbine/Generator Full Power
03/05/02 2100 1152 100 Turbine/Generator Full Power
03/05/02 2200 1152 100 Turbine/Generator Full Power
03/05/02 2300 1151 99.9 Turbine/Generator Full Power
03/05/02 2400 1152 100 Turbine/Generator Full Power
03/06/02 0100 1152 100 Turbine/Generator Full Power
03/06/02 0200 1152 100 Turbine/Generator Full Power
03/06/02 0300 1152 100 Turbine/Generator Full Power
03/06/02 0400 1152 100 Turbine/Generator Full Power
03/06/02 0500 1152 100 Turbine/Generator Full Power
03/06/02 0600 1152 100 Turbine/Generator Full Power
03/06/02 0700 1152 100 Turbine/Generator Full Power
03/06/02 0800 1152 100 Turbine/Generator Full Power
03/06/02 0900 1152 100 Turbine/Generator Full Power
03/06/02 1000 1152 100 Turbine/Generator Full Power
03/06/02 1100 1153 100 Turbine/Generator Full Power
03/06/02 1200 1153 100 Turbine/Generator Full Power
03/06/02 1300 1153 100 Turbine/Generator Full Power
03/06/02 1400 1151 100.6 Turbine/Generator Full Power
03/06/02 1500 1154 100.6 Turbine/Generator Full Power
03/06/02 1600 1153 100.6 Turbine/Generator Full Power
03/06/02 1700 1153 99.9 Turbine/Generator Full Power
03/06/02 1800 1153 99.9 Turbine/Generator Full Power
03/06/02 1900 1153 100 Turbine/Generator Full Power
03/06/02 2000 1154 100 Turbine/Generator Full Power
03/06/02 2100 1153 100 Turbine/Generator Full Power
03/06/02 2200 1153 100 Turbine/Generator Full Power
03/06/02 2300 1153 99.9 Turbine/Generator Full Power
03/06/02 2400 1154 100 Turbine/Generator Full Power
03/07/02 0100 1153 100 Turbine/Generator Full Power
03/07/02 0200 1150 100 Turbine/Generator Full Power
03/07/02 0300 1150 100 Turbine/Generator Full Power
03/07/02 0400 1150 100 Turbine/Generator Full Power
03/07/02 0500 1151 100 Turbine/Generator Full Power
03/07/02 0600 1150 100 Turbine/Generator Full Power
03/07/02 0700 1150 100 Turbine/Generator Full Power
03/07/02 0800 1150 100 Turbine/Generator Full Power
03/07/02 0900 1150 100 Turbine/Generator Full Power
03/07/02 1000 1150 100 Turbine/Generator Full Power
03/07/02 1100 1150 100 Turbine/Generator Full Power
03/07/02 1200 1150 100 Turbine/Generator Full Power
03/07/02 1300 1151 100 Turbine/Generator Full Power
03/07/02 1400 1151 100 Turbine/Generator Full Power
03/07/02 1500 1151 100 Turbine/Generator Full Power
03/07/02 1600 1151 100 Turbine/Generator Full Power
03/07/02 1700 1151 100 Turbine/Generator Full Power
03/07/02 1800 1152 100 Turbine/Generator Full Power
03/07/02 1900 1152 100 Turbine/Generator Full Power
03/07/02 2000 1153 99.9 Turbine/Generator Full Power
03/07/02 2100 1153 99.9 Turbine/Generator Full Power
03/07/02 2200 1152 99.9 Turbine/Generator Full Power
03/07/02 2300 1153 100 Turbine/Generator Full Power
03/07/02 2400 1152 100 Turbine/Generator Full Power
03/08/02 0100 1153 100 Turbine/Generator Full Power
03/08/02 0200 1152 100 Turbine/Generator Full Power
03/08/02 0300 1154 100 Turbine/Generator Full Power



03/08/02 0400 1152 100 Turbine/Generator Full Power
03/08/02 0500 1153 100 Turbine/Generator Full Power
03/08/02 0600 1153 99.9 Turbine/Generator Full Power
03/08/02 0700 1153 100 Turbine/Generator Full Power
03/08/02 0800 1153 99.9 Turbine/Generator Full Power
03/08/02 0900 1153 99.9 Turbine/Generator Full Power
03/08/02 1000 1154 99.9 Turbine/Generator Full Power
03/08/02 1100 1153 100 Turbine/Generator Full Power
03/08/02 1200 1154 100 Turbine/Generator Full Power
03/08/02 1300 1154 100 Turbine/Generator Full Power
03/08/02 1400 1154 100 Turbine/Generator Full Power
03/08/02 1500 1154 100 Turbine/Generator Full Power
03/08/02 1600 1153 100 Turbine/Generator Full Power
03/08/02 1700 1154 100 Turbine/Generator Full Power
03/08/02 1800 1154 100 Turbine/Generator Full Power
03/08/02 1900 1154 100 Turbine/Generator Full Power
03/08/02 2000 1153 100 Turbine/Generator Full Power
03/08/02 2100 1154 100 Turbine/Generator Full Power
03/08/02 2200 1154 99.9 Turbine/Generator Full Power
03/08/02 2300 1154 100 Turbine/Generator Full Power
03/08/02 2400 1154 100 Turbine/Generator Full Power
03/09/02 0100 1154 100 Turbine/Generator Full Power
03/09/02 0200 1154 100 Turbine/Generator Full Power
03/09/02 0300 1154 100 Turbine/Generator Full Power
03/09/02 0400 1154 100 Turbine/Generator Full Power
03/09/02 0500 1154 100 Turbine/Generator Full Power
03/09/02 0600 1154 100 Turbine/Generator Full Power
03/09/02 0700 1154 100 Turbine/Generator Full Power
03/09/02 0800 1154 100 Turbine/Generator Full Power
03/09/02 0900 1154 100 Turbine/Generator Full Power
03/09/02 1000 1154 100 Turbine/Generator Full Power
03/09/02 1100 1153 100 Turbine/Generator Full Power
03/09/02 1200 1154 100 Turbine/Generator Full Power
03/09/02 1300 1154 100 Turbine/Generator Full Power
03/09/02 1400 1153 100 Turbine/Generator Full Power
03/09/02 1500 1154 99.9 Turbine/Generator Full Power
03/09/02 1600 1154 100 Turbine/Generator Full Power
03/09/02 1700 1154 100 Turbine/Generator Full Power
03/09/02 1800 1153 100 Turbine/Generator Full Power
03/09/02 1900 1154 100 Turbine/Generator Full Power
03/09/02 2000 1154 100 Turbine/Generator Full Power
03/09/02 2100 1154 100 Turbine/Generator Full Power
03/09/02 2200 1154 100 Turbine/Generator Full Power
03/09/02 2300 1154 100 Turbine/Generator Full Power
03/09/02 2400 1154 100 Turbine/Generator Full Power
03/10/02 0100 1153 100 Turbine/Generator Full Power
03/10/02 0200 1153 100 Turbine/Generator Full Power
03/10/02 0300 1153 100 Turbine/Generator Full Power
03/10/02 0400 1152 100 Turbine/Generator Full Power
03/10/02 0500 1153 100 Turbine/Generator Full Power
03/10/02 0600 1153 100 Turbine/Generator Full Power
03/10/02 0700 1154 100 Turbine/Generator Full Power
03/10/02 0800 1154 100 Turbine/Generator Full Power
03/10/02 0900 1153 99.9 Turbine/Generator Full Power
03/10/02 1000 1153 99.9 Turbine/Generator Full Power
03/10/02 1100 1153 100 Turbine/Generator Full Power
03/10/02 1200 1154 100 Turbine/Generator Full Power
03/10/02 1300 1153 100 Turbine/Generator Full Power



03/10/02 1400 1153 100 Turbine/Generator Full Power
03/10/02 1500 1153 99.9 Turbine/Generator Full Power
03/10/02 1600 1153 100 Turbine/Generator Full Power
03/10/02 1700 1154 99.9 Turbine/Generator Full Power
03/10/02 1800 1154 99.9 Turbine/Generator Full Power
03/10/02 1900 1154 100 Turbine/Generator Full Power
03/10/02 2000 1154 100 Turbine/Generator Full Power
03/10/02 2100 1154 100 Turbine/Generator Full Power
03/10/02 2200 1154 100 Turbine/Generator Full Power
03/10/02 2300 1154 100 Turbine/Generator Full Power
03/10/02 2400 1154 100 Turbine/Generator Full Power
03/11/02 0100 1153 99.9 Turbine/Generator Full Power
03/11/02 0200 1153 100 Turbine/Generator Full Power
03/11/02 0300 1153 100 Turbine/Generator Full Power
03/11/02 0400 1154 100 Turbine/Generator Full Power
03/11/02 0500 1154 100 Turbine/Generator Full Power
03/11/02 0600 1154 100 Turbine/Generator Full Power
03/11/02 0700 1154 100 Turbine/Generator Full Power
03/11/02 0800 1154 100 Turbine/Generator Full Power
03/11/02 0900 1153 100 Turbine/Generator Full Power
03/11/02 1000 1153 100 Turbine/Generator Full Power
03/11/02 1100 1152 100 Turbine/Generator Full Power
03/11/02 1200 1152 100 Turbine/Generator Full Power
03/11/02 1300 1153 100 Turbine/Generator Full Power
03/11/02 1400 1153 100 Turbine/Generator Full Power
03/11/02 1500 1153 100 Turbine/Generator Full Power
03/11/02 1600 1153 100 Turbine/Generator Full Power
03/11/02 1700 1154 100 Turbine/Generator Full Power
03/11/02 1800 1153 100 Turbine/Generator Full Power
03/11/02 1900 1154 100 Turbine/Generator Full Power
03/11/02 2000 1154 100 Turbine/Generator Full Power
03/11/02 2100 1154 100 Turbine/Generator Full Power
03/11/02 2200 1154 100 Turbine/Generator Full Power
03/11/02 2300 1154 100 Turbine/Generator Full Power
03/11/02 2400 1154 100 Turbine/Generator Full Power
03/12/02 0100 1154 100 Turbine/Generator Full Power
03/12/02 0200 1154 100 Turbine/Generator Full Power
03/12/02 0300 1154 100 Turbine/Generator Full Power
03/12/02 0400 1154 100 Turbine/Generator Full Power
03/12/02 0500 1154 100 Turbine/Generator Full Power
03/12/02 0600 1154 100 Turbine/Generator Full Power
03/12/02 0700 1154 100 Turbine/Generator Full Power
03/12/02 0800 1154 100 Turbine/Generator Full Power
03/12/02 0900 1154 100 Turbine/Generator Full Power
03/12/02 1000 1154 100 Turbine/Generator Full Power
03/12/02 1100 1154 100 Turbine/Generator Full Power
03/12/02 1200 1154 100 Turbine/Generator Full Power
03/12/02 1300 1154 100 Turbine/Generator Full Power
03/12/02 1400 1154 100 Turbine/Generator Full Power
03/12/02 1500 1154 100 Turbine/Generator Full Power
03/12/02 1600 1154 100 Turbine/Generator Full Power
03/12/02 1700 1154 100 Turbine/Generator Full Power
03/12/02 1800 1154 100 Turbine/Generator Full Power
03/12/02 1900 1154 100 Turbine/Generator Full Power
03/12/02 2000 1154 100 Turbine/Generator Full Power
03/12/02 2100 1154 100 Turbine/Generator Full Power
03/12/02 2200 1154 100 Turbine/Generator Full Power
03/12/02 2300 1154 100 Turbine/Generator Full Power



03/12/02 2400 1154 100 Turbine/Generator Full Power
03/13/02 0100 1154 100 Turbine/Generator Full Power
03/13/02 0200 1154 100 Turbine/Generator Full Power
03/13/02 0300 1154 100 Turbine/Generator Full Power
03/13/02 0400 1154 100 Turbine/Generator Full Power
03/13/02 0500 1154 100 Turbine/Generator Full Power
03/13/02 0600 1155 100 Turbine/Generator Full Power
03/13/02 0700 1154 100 Turbine/Generator Full Power
03/13/02 0800 1154 100 Turbine/Generator Full Power
03/13/02 0900 1154 100 Turbine/Generator Full Power
03/13/02 1000 1154 100 Turbine/Generator Full Power
03/13/02 1100 1154 100 Turbine/Generator Full Power
03/13/02 1200 1154 100 Turbine/Generator Full Power
03/13/02 1300 1154 100 Turbine/Generator Full Power
03/13/02 1400 1154 100 Turbine/Generator Full Power
03/13/02 1500 1154 100 Turbine/Generator Full Power
03/13/02 1600 1154 100 Turbine/Generator Full Power
03/13/02 1700 1155 100 Turbine/Generator Full Power
03/13/02 1800 1154 100 Turbine/Generator Full Power
03/13/02 1900 1154 100 Turbine/Generator Full Power
03/13/02 2000 1155 100 Turbine/Generator Full Power
03/13/02 2100 1154 100 Turbine/Generator Full Power
03/13/02 2200 1155 100 Turbine/Generator Full Power
03/13/02 2300 1155 100 Turbine/Generator Full Power
03/13/02 2400 1155 100 Turbine/Generator Full Power
03/14/02 0100 1155 100 Turbine/Generator Full Power
03/14/02 0200 1154 100 Turbine/Generator Full Power
03/14/02 0300 1154 100 Turbine/Generator Full Power
03/14/02 0400 1153 99.9 Turbine/Generator Full Power
03/14/02 0500 1153 100 Turbine/Generator Full Power
03/14/02 0600 1153 100 Turbine/Generator Full Power
03/14/02 0700 1153 100 Turbine/Generator Full Power
03/14/02 0800 1153 100 Turbine/Generator Full Power
03/14/02 0900 1153 100 Turbine/Generator Full Power
03/14/02 1000 1153 100 Turbine/Generator Full Power
03/14/02 1100 1153 100 Turbine/Generator Full Power
03/14/02 1200 1153 100 Turbine/Generator Full Power
03/14/02 1300 1153 100 Turbine/Generator Full Power
03/14/02 1400 1153 100 Turbine/Generator Full Power
03/14/02 1500 1152 100 Turbine/Generator Full Power
03/14/02 1600 1154 100 Turbine/Generator Full Power
03/14/02 1700 1154 100 Turbine/Generator Full Power
03/14/02 1800 1154 100 Turbine/Generator Full Power
03/14/02 1900 1154 100 Turbine/Generator Full Power
03/14/02 2000 1154 100 Turbine/Generator Full Power
03/14/02 2100 1155 100 Turbine/Generator Full Power
03/14/02 2200 1155 100 Turbine/Generator Full Power
03/14/02 2300 1154 100 Turbine/Generator Full Power
03/14/02 2400 1154 100 Turbine/Generator Full Power
03/15/02 0100 1155 100 Turbine/Generator Full Power
03/15/02 0200 1154 100 Turbine/Generator Full Power
03/15/02 0300 1154 100 Turbine/Generator Full Power
03/15/02 0400 1154 100 Turbine/Generator Full Power
03/15/02 0500 1154 100 Turbine/Generator Full Power
03/15/02 0600 1154 100 Turbine/Generator Full Power
03/15/02 0700 1154 100 Turbine/Generator Full Power
03/15/02 0800 1154 100 Turbine/Generator Full Power
03/15/02 0900 1154 100 Turbine/Generator Full Power



03/15/02 1000 1155 100 Turbine/Generator Full Power
03/15/02 1100 1154 100 Turbine/Generator Full Power
03/15/02 1200 1155 100 Turbine/Generator Full Power
03/15/02 1300 1155 100 Turbine/Generator Full Power
03/15/02 1400 1154 100 Turbine/Generator Full Power
03/15/02 1500 1155 100 Turbine/Generator Full Power
03/15/02 1600 1155 100 Turbine/Generator Full Power
03/15/02 1700 1154 100 Turbine/Generator Full Power
03/15/02 1800 1154 100 Turbine/Generator Full Power
03/15/02 1900 1155 100 Turbine/Generator Full Power
03/15/02 2000 1154 100 Turbine/Generator Full Power
03/15/02 2100 1154 99.9 Turbine/Generator Full Power
03/15/02 2200 1154 100 Turbine/Generator Full Power
03/15/02 2300 1154 100 Turbine/Generator Full Power
03/15/02 2400 1154 100 Turbine/Generator Full Power
03/16/02 0100 1154 100 Turbine/Generator Full Power
03/16/02 0200 1154 100 Turbine/Generator Full Power
03/16/02 0300 1154 100 Turbine/Generator Full Power
03/16/02 0400 1154 100 Turbine/Generator Full Power
03/16/02 0500 1154 100 Turbine/Generator Full Power
03/16/02 0600 1154 100 Turbine/Generator Full Power
03/16/02 0700 1154 100 Turbine/Generator Full Power
03/16/02 0800 1154 100 Turbine/Generator Full Power
03/16/02 0900 1154 100 Turbine/Generator Full Power
03/16/02 1000 1154 100 Turbine/Generator Full Power
03/16/02 1100 1154 100 Turbine/Generator Full Power
03/16/02 1200 1154 100 Turbine/Generator Full Power
03/16/02 1300 1154 100 Turbine/Generator Full Power
03/16/02 1400 1154 100 Turbine/Generator Full Power
03/16/02 1500 1154 100 Turbine/Generator Full Power
03/16/02 1600 1153 100 Turbine/Generator Full Power
03/16/02 1700 1153 100 Turbine/Generator Full Power
03/16/02 1800 1154 100 Turbine/Generator Full Power
03/16/02 1900 1154 100 Turbine/Generator Full Power
03/16/02 2000 1155 100 Turbine/Generator Full Power
03/16/02 2100 1155 100 Turbine/Generator Full Power
03/16/02 2200 1155 100 Turbine/Generator Full Power
03/16/02 2300 1155 100 Turbine/Generator Full Power
03/16/02 2400 1154 100 Turbine/Generator Full Power
03/17/02 0100 1154 100 Turbine/Generator Full Power
03/17/02 0200 1154 100 Turbine/Generator Full Power
03/17/02 0300 1154 100 Turbine/Generator Full Power
03/17/02 0400 1154 100 Turbine/Generator Full Power
03/17/02 0500 1154 99.9 Turbine/Generator Full Power
03/17/02 0600 1154 100 Turbine/Generator Full Power
03/17/02 0700 1154 100 Turbine/Generator Full Power
03/17/02 0800 1154 100 Turbine/Generator Full Power
03/17/02 0900 1154 100 Turbine/Generator Full Power
03/17/02 1000 1154 100 Turbine/Generator Full Power
03/17/02 1100 1154 99.9 Turbine/Generator Full Power
03/17/02 1200 1154 100 Turbine/Generator Full Power
03/17/02 1300 1154 100 Turbine/Generator Full Power
03/17/02 1400 1154 100 Turbine/Generator Full Power
03/17/02 1500 1154 100 Turbine/Generator Full Power
03/17/02 1600 1154 100 Turbine/Generator Full Power
03/17/02 1700 1154 100 Turbine/Generator Full Power
03/17/02 1800 1154 100 Turbine/Generator Full Power
03/17/02 1900 1154 100 Turbine/Generator Full Power



03/17/02 2000 1155 100 Turbine/Generator Full Power
03/17/02 2100 1154 100 Turbine/Generator Full Power
03/17/02 2200 1154 100 Turbine/Generator Full Power
03/17/02 2300 1155 100 Turbine/Generator Full Power
03/17/02 2400 1155 100 Turbine/Generator Full Power
03/18/02 0100 1154 100 Turbine/Generator Full Power
03/18/02 0200 1155 100 Turbine/Generator Full Power
03/18/02 0300 1155 100 Turbine/Generator Full Power
03/18/02 0400 1154 100 Turbine/Generator Full Power
03/18/02 0500 1155 100 Turbine/Generator Full Power
03/18/02 0600 1154 100 Turbine/Generator Full Power
03/18/02 0700 1155 100 Turbine/Generator Full Power
03/18/02 0800 1155 100 Turbine/Generator Full Power
03/18/02 0900 1154 100 Turbine/Generator Full Power
03/18/02 1000 1156 99.9 Turbine/Generator Full Power
03/18/02 1100 1155 100 Turbine/Generator Full Power
03/18/02 1200 1155 100 Turbine/Generator Full Power
03/18/02 1300 1155 100 Turbine/Generator Full Power
03/18/02 1400 1154 100 Turbine/Generator Full Power
03/18/02 1500 1154 100 Turbine/Generator Full Power
03/18/02 1600 1154 100 Turbine/Generator Full Power
03/18/02 1700 1155 100 Turbine/Generator Full Power
03/18/02 1800 1155 100 Turbine/Generator Full Power
03/18/02 1900 1155 100 Turbine/Generator Full Power
03/18/02 2000 1154 100 Turbine/Generator Full Power
03/18/02 2100 1155 100 Turbine/Generator Full Power
03/18/02 2200 1155 100 Turbine/Generator Full Power
03/18/02 2300 1155 100 Turbine/Generator Full Power
03/18/02 2400 1155 100 Turbine/Generator Full Power
03/19/02 0100 1157 100 Turbine/Generator Full Power
03/19/02 0200 1156 100 Turbine/Generator Full Power
03/19/02 0300 1155 100 Turbine/Generator Full Power
03/19/02 0400 1155 100 Turbine/Generator Full Power
03/19/02 0500 1156 100 Turbine/Generator Full Power
03/19/02 0600 1155 100 Turbine/Generator Full Power
03/19/02 0700 1155 100 Turbine/Generator Full Power
03/19/02 0800 1155 100 Turbine/Generator Full Power
03/19/02 0900 1155 100 Turbine/Generator Full Power
03/19/02 1000 1155 100 Turbine/Generator Full Power
03/19/02 1100 1155 100 Turbine/Generator Full Power
03/19/02 1200 1155 100 Turbine/Generator Full Power
03/19/02 1300 1155 100 Turbine/Generator Full Power
03/19/02 1400 1155 100 Turbine/Generator Full Power
03/19/02 1500 1155 100 Turbine/Generator Full Power
03/19/02 1600 1154 100 Turbine/Generator Full Power
03/19/02 1700 1155 100 Turbine/Generator Full Power
03/19/02 1800 1155 100 Turbine/Generator Full Power
03/19/02 1900 1155 100 Turbine/Generator Full Power
03/19/02 2000 1155 100 Turbine/Generator Full Power
03/19/02 2100 1155 100 Turbine/Generator Full Power
03/19/02 2200 1155 100 Turbine/Generator Full Power
03/19/02 2300 1155 100 Turbine/Generator Full Power
03/19/02 2400 1155 100 Turbine/Generator Full Power
03/20/02 0100 1155 100 Turbine/Generator Full Power
03/20/02 0200 1155 100 Turbine/Generator Full Power
03/20/02 0300 1155 100 Turbine/Generator Full Power
03/20/02 0400 1155 100 Turbine/Generator Full Power
03/20/02 0500 1156 100 Turbine/Generator Full Power



03/20/02 0600 1155 100 Turbine/Generator Full Power
03/20/02 0700 1155 100 Turbine/Generator Full Power
03/20/02 0800 1155 100 Turbine/Generator Full Power
03/20/02 0900 1155 100 Turbine/Generator Full Power
03/20/02 1000 1155 100 Turbine/Generator Full Power
03/20/02 1100 1154 100 Turbine/Generator Full Power
03/20/02 1200 1154 100 Turbine/Generator Full Power
03/20/02 1300 1154 100 Turbine/Generator Full Power
03/20/02 1400 1154 100 Turbine/Generator Full Power
03/20/02 1500 1154 100 Turbine/Generator Full Power
03/20/02 1600 1153 99.9 Turbine/Generator Full Power
03/20/02 1700 1153 99.9 Turbine/Generator Full Power
03/20/02 1800 1154 100 Turbine/Generator Full Power
03/20/02 1900 1154 100 Turbine/Generator Full Power
03/20/02 2000 1154 100 Turbine/Generator Full Power
03/20/02 2100 1154 100 Turbine/Generator Full Power
03/20/02 2200 1154 100 Turbine/Generator Full Power
03/20/02 2300 1154 100 Turbine/Generator Full Power
03/20/02 2400 1154 100 Turbine/Generator Full Power
03/21/02 0100 1154 100 Turbine/Generator Full Power
03/21/02 0200 1154 100 Turbine/Generator Full Power
03/21/02 0300 1154 100 Turbine/Generator Full Power
03/21/02 0400 1154 100 Turbine/Generator Full Power
03/21/02 0500 1155 100 Turbine/Generator Full Power
03/21/02 0600 1155 100 Turbine/Generator Full Power
03/21/02 0700 1155 100 Turbine/Generator Full Power
03/21/02 0800 1154 100 Turbine/Generator Full Power
03/21/02 0900 1154 100 Turbine/Generator Full Power
03/21/02 1000 1154 100 Turbine/Generator Full Power
03/21/02 1100 1154 100 Turbine/Generator Full Power
03/21/02 1200 1154 100 Turbine/Generator Full Power
03/21/02 1300 1154 100 Turbine/Generator Full Power
03/21/02 1400 1154 100 Turbine/Generator Full Power
03/21/02 1500 1154 100 Turbine/Generator Full Power
03/21/02 1600 1154 100 Turbine/Generator Full Power
03/21/02 1700 1154 99.9 Turbine/Generator Full Power
03/21/02 1800 1154 100 Turbine/Generator Full Power
03/21/02 1900 1154 100 Turbine/Generator Full Power
03/21/02 2000 1154 99.9 Turbine/Generator Full Power
03/21/02 2100 1154 100 Turbine/Generator Full Power
03/21/02 2200 1154 100 Turbine/Generator Full Power
03/21/02 2300 1154 100 Turbine/Generator Full Power
03/21/02 2400 1153 99.9 Turbine/Generator Full Power
03/22/02 0100 1153 100 Turbine/Generator Full Power
03/22/02 0200 1153 100 Turbine/Generator Full Power
03/22/02 0300 1153 100 Turbine/Generator Full Power
03/22/02 0400 1154 99.9 Turbine/Generator Full Power
03/22/02 0500 1153 100 Turbine/Generator Full Power
03/22/02 0600 1154 100 Turbine/Generator Full Power
03/22/02 0700 1153 100 Turbine/Generator Full Power
03/22/02 0800 1153 99.9 Turbine/Generator Full Power
03/22/02 0900 1153 99.9 Turbine/Generator Full Power
03/22/02 1000 1154 100 Turbine/Generator Full Power
03/22/02 1100 1154 100 Turbine/Generator Full Power
03/22/02 1200 1154 100 Turbine/Generator Full Power
03/22/02 1300 1154 100 Turbine/Generator Full Power
03/22/02 1400 1154 100 Turbine/Generator Full Power
03/22/02 1500 1154 100 Turbine/Generator Full Power



03/22/02 1600 1154 100 Turbine/Generator Full Power
03/22/02 1700 1153 100 Turbine/Generator Full Power
03/22/02 1800 1154 100 Turbine/Generator Full Power
03/22/02 1900 1153 100 Turbine/Generator Full Power
03/22/02 2000 1153 100 Turbine/Generator Full Power
03/22/02 2100 1153 100 Turbine/Generator Full Power
03/22/02 2200 1153 100 Turbine/Generator Full Power
03/22/02 2300 1153 100 Turbine/Generator Full Power
03/22/02 2400 1153 100 Turbine/Generator Full Power
03/23/02 0100 1153 100 Turbine/Generator Full Power
03/23/02 0200 1153 100 Turbine/Generator Full Power
03/23/02 0300 1153 100 Turbine/Generator Full Power
03/23/02 0400 1153 100 Turbine/Generator Full Power
03/23/02 0500 1153 100 Turbine/Generator Full Power
03/23/02 0600 1153 100 Turbine/Generator Full Power
03/23/02 0700 1153 100 Turbine/Generator Full Power
03/23/02 0800 1153 100 Turbine/Generator Full Power
03/23/02 0900 1153 99.9 Turbine/Generator Full Power
03/23/02 1000 1153 99.9 Turbine/Generator Full Power
03/23/02 1100 1153 99.9 Turbine/Generator Full Power
03/23/02 1200 1153 100 Turbine/Generator Full Power
03/23/02 1300 1153 100 Turbine/Generator Full Power
03/23/02 1400 1153 100 Turbine/Generator Full Power
03/23/02 1500 1153 100 Turbine/Generator Full Power
03/23/02 1600 1154 99.9 Turbine/Generator Full Power
03/23/02 1700 1154 100 Turbine/Generator Full Power
03/23/02 1800 1154 100 Turbine/Generator Full Power
03/23/02 1900 1154 99.9 Turbine/Generator Full Power
03/23/02 2000 1154 100.1 Turbine/Generator Full Power
03/23/02 2100 1154 100 Turbine/Generator Full Power
03/23/02 2200 1153 100 Turbine/Generator Full Power
03/23/02 2300 1154 100 Turbine/Generator Full Power
03/23/02 2400 1154 100 Turbine/Generator Full Power
03/24/02 0100 1153 100 Turbine/Generator Full Power
03/24/02 0200 1153 99.9 Turbine/Generator Full Power
03/24/02 0300 1153 99.9 Turbine/Generator Full Power
03/24/02 0400 1153 99.9 Turbine/Generator Full Power
03/24/02 0500 1153 100 Turbine/Generator Full Power
03/24/02 0600 1154 100 Turbine/Generator Full Power
03/24/02 0700 1153 100 Turbine/Generator Full Power
03/24/02 0800 1153 100 Turbine/Generator Full Power
03/24/02 0900 1153 100 Turbine/Generator Full Power
03/24/02 1000 1153 100 Turbine/Generator Full Power
03/24/02 1100 1154 100 Turbine/Generator Full Power
03/24/02 1200 1153 100 Turbine/Generator Full Power
03/24/02 1300 1154 100 Turbine/Generator Full Power
03/24/02 1400 1154 100 Turbine/Generator Full Power
03/24/02 1500 1154 100 Turbine/Generator Full Power
03/24/02 1600 1153 100 Turbine/Generator Full Power
03/24/02 1700 1154 100 Turbine/Generator Full Power
03/24/02 1800 1154 100 Turbine/Generator Full Power
03/24/02 1900 1154 100 Turbine/Generator Full Power
03/24/02 2000 1154 100 Turbine/Generator Full Power
03/24/02 2100 1154 100 Turbine/Generator Full Power
03/24/02 2200 1154 100 Turbine/Generator Full Power
03/24/02 2300 1153 100 Turbine/Generator Full Power
03/24/02 2400 1154 100 Turbine/Generator Full Power
03/25/02 0100 1154 100 Turbine/Generator Full Power



03/25/02 0200 1154 100 Turbine/Generator Full Power
03/25/02 0300 1153 100 Turbine/Generator Full Power
03/25/02 0400 1154 100 Turbine/Generator Full Power
03/25/02 0500 1154 100 Turbine/Generator Full Power
03/25/02 0600 1154 100 Turbine/Generator Full Power
03/25/02 0700 1154 100 Turbine/Generator Full Power
03/25/02 0800 1154 100 Turbine/Generator Full Power
03/25/02 0900 1154 100 Turbine/Generator Full Power
03/25/02 1000 1154 100 Turbine/Generator Full Power
03/25/02 1100 1154 100 Turbine/Generator Full Power
03/25/02 1200 1154 99.9 Turbine/Generator Full Power
03/25/02 1300 1154 100 Turbine/Generator Full Power
03/25/02 1400 1154 100 Turbine/Generator Full Power
03/25/02 1500 1153 100 Turbine/Generator Full Power
03/25/02 1600 1154 100 Turbine/Generator Full Power
03/25/02 1700 1154 100 Turbine/Generator Full Power
03/25/02 1800 1154 100 Turbine/Generator Full Power
03/25/02 1900 1154 100 Turbine/Generator Full Power
03/25/02 2000 1154 100 Turbine/Generator Full Power
03/25/02 2100 1154 100 Turbine/Generator Full Power
03/25/02 2200 1154 100 Turbine/Generator Full Power
03/25/02 2300 1154 100 Turbine/Generator Full Power
03/25/02 2400 1154 100 Turbine/Generator Full Power
03/26/02 0100 1154 100 Turbine/Generator Full Power
03/26/02 0200 1154 100 Turbine/Generator Full Power
03/26/02 0300 1154 100 Turbine/Generator Full Power
03/26/02 0400 1154 100 Turbine/Generator Full Power
03/26/02 0500 1154 100 Turbine/Generator Full Power
03/26/02 0600 1154 100 Turbine/Generator Full Power
03/26/02 0700 1154 100 Turbine/Generator Full Power
03/26/02 0800 1154 100 Turbine/Generator Full Power
03/26/02 0900 1154 100 Turbine/Generator Full Power
03/26/02 1000 1154 100 Turbine/Generator Full Power
03/26/02 1100 1154 100 Turbine/Generator Full Power
03/26/02 1200 1154 100 Turbine/Generator Full Power
03/26/02 1300 1153 100 Turbine/Generator Full Power
03/26/02 1400 1153 100 Turbine/Generator Full Power
03/26/02 1500 1153 100 Turbine/Generator Full Power
03/26/02 1600 1153 100 Turbine/Generator Full Power
03/26/02 1700 1154 100 Turbine/Generator Full Power
03/26/02 1800 1154 100 Turbine/Generator Full Power
03/26/02 1900 1154 100 Turbine/Generator Full Power
03/26/02 2000 1154 100 Turbine/Generator Full Power
03/26/02 2100 1154 100 Turbine/Generator Full Power
03/26/02 2200 1154 100 Turbine/Generator Full Power
03/26/02 2300 1154 100 Turbine/Generator Full Power
03/26/02 2400 1154 100 Turbine/Generator Full Power
03/27/02 0100 1154 100 Turbine/Generator Full Power
03/27/02 0200 1154 100 Turbine/Generator Full Power
03/27/02 0300 1154 100 Turbine/Generator Full Power
03/27/02 0400 1153 100 Turbine/Generator Full Power
03/27/02 0500 1154 100 Turbine/Generator Full Power
03/27/02 0600 1155 100 Turbine/Generator Full Power
03/27/02 0700 1154 100 Turbine/Generator Full Power
03/27/02 0800 1155 100 Turbine/Generator Full Power
03/27/02 0900 1154 100 Turbine/Generator Full Power
03/27/02 1000 1154 100 Turbine/Generator Full Power
03/27/02 1100 1153 100 Turbine/Generator Full Power



03/27/02 1200 1153 100 Turbine/Generator Full Power
03/27/02 1300 1152 100 Turbine/Generator Full Power
03/27/02 1400 1153 100 Turbine/Generator Full Power
03/27/02 1500 1154 100 Turbine/Generator Full Power
03/27/02 1600 1154 100 Turbine/Generator Full Power
03/27/02 1700 1153 100 Turbine/Generator Full Power
03/27/02 1800 1153 99.9 Turbine/Generator Full Power
03/27/02 1900 1154 100 Turbine/Generator Full Power
03/27/02 2000 1154 100 Turbine/Generator Full Power
03/27/02 2100 1154 100 Turbine/Generator Full Power
03/27/02 2200 1154 100 Turbine/Generator Full Power
03/27/02 2300 1154 100 Turbine/Generator Full Power
03/27/02 2400 1154 100 Turbine/Generator Full Power
03/28/02 0100 1154 100 Turbine/Generator Full Power
03/28/02 0200 1154 100 Turbine/Generator Full Power
03/28/02 0300 1154 100 Turbine/Generator Full Power
03/28/02 0400 1153 100 Turbine/Generator Full Power
03/28/02 0500 1154 100 Turbine/Generator Full Power
03/28/02 0600 1154 100 Turbine/Generator Full Power
03/28/02 0700 1154 100 Turbine/Generator Full Power
03/28/02 0800 1154 100 Turbine/Generator Full Power
03/28/02 0900 1154 100 Turbine/Generator Full Power
03/28/02 1000 1154 100 Turbine/Generator Full Power
03/28/02 1100 1154 100 Turbine/Generator Full Power
03/28/02 1200 1154 100 Turbine/Generator Full Power
03/28/02 1300 1154 100 Turbine/Generator Full Power
03/28/02 1400 1154 100 Turbine/Generator Full Power
03/28/02 1500 1154 100 Turbine/Generator Full Power
03/28/02 1600 1154 100 Turbine/Generator Full Power
03/28/02 1700 1154 100 Turbine/Generator Full Power
03/28/02 1800 1153 100 Turbine/Generator Full Power
03/28/02 1900 1154 100 Turbine/Generator Full Power
03/28/02 2000 1154 100 Turbine/Generator Full Power
03/28/02 2100 1154 100 Turbine/Generator Full Power
03/28/02 2200 1154 100 Turbine/Generator Full Power
03/28/02 2300 1154 100 Turbine/Generator Full Power
03/28/02 2400 1154 100 Turbine/Generator Full Power
03/29/02 0100 1154 100 Turbine/Generator Full Power
03/29/02 0200 1154 100 Turbine/Generator Full Power
03/29/02 0300 1154 100 Turbine/Generator Full Power
03/29/02 0400 1154 100 Turbine/Generator Full Power
03/29/02 0500 1154 100 Turbine/Generator Full Power
03/29/02 0600 1154 100 Turbine/Generator Full Power
03/29/02 0700 1154 100 Turbine/Generator Full Power
03/29/02 0800 1153 100 Turbine/Generator Full Power
03/29/02 0900 1153 100 Turbine/Generator Full Power
03/29/02 1000 1153 99.9 Turbine/Generator Full Power
03/29/02 1100 1154 100 Turbine/Generator Full Power
03/29/02 1200 1153 99.9 Turbine/Generator Full Power
03/29/02 1300 1153 100 Turbine/Generator Full Power
03/29/02 1400 1153 100 Turbine/Generator Full Power
03/29/02 1500 1153 100 Turbine/Generator Full Power
03/29/02 1600 1153 100 Turbine/Generator Full Power
03/29/02 1700 1153 100 Turbine/Generator Full Power
03/29/02 1800 1153 100 Turbine/Generator Full Power
03/29/02 1900 1154 100 Turbine/Generator Full Power
03/29/02 2000 1154 100 Turbine/Generator Full Power
03/29/02 2100 1154 100 Turbine/Generator Full Power



03/29/02 2200 1154 100 Turbine/Generator Full Power
03/29/02 2300 1154 100 Turbine/Generator Full Power
03/29/02 2400 1154 100 Turbine/Generator Full Power
03/30/02 0100 1153 100 Turbine/Generator Full Power
03/30/02 0200 1154 100 Turbine/Generator Full Power
03/30/02 0300 1154 100 Turbine/Generator Full Power
03/30/02 0400 1154 100 Turbine/Generator Full Power
03/30/02 0500 1154 100 Turbine/Generator Full Power
03/30/02 0600 1154 100 Turbine/Generator Full Power
03/30/02 0700 1154 100 Turbine/Generator Full Power
03/30/02 0800 1154 100 Turbine/Generator Full Power
03/30/02 0900 1154 100 Turbine/Generator Full Power
03/30/02 1000 1154 100 Turbine/Generator Full Power
03/30/02 1100 1154 100 Turbine/Generator Full Power
03/30/02 1200 1154 100 Turbine/Generator Full Power
03/30/02 1300 1154 100 Turbine/Generator Full Power
03/30/02 1400 1154 100 Turbine/Generator Full Power
03/30/02 1500 1154 100 Turbine/Generator Full Power
03/30/02 1600 1153 100 Turbine/Generator Full Power
03/30/02 1700 1153 100 Turbine/Generator Full Power
03/30/02 1800 1154 100 Turbine/Generator Full Power
03/30/02 1900 1153 100 Turbine/Generator Full Power
03/30/02 2000 1153 100 Turbine/Generator Full Power
03/30/02 2100 1154 100 Turbine/Generator Full Power
03/30/02 2200 1154 100 Turbine/Generator Full Power
03/30/02 2300 1154 100 Turbine/Generator Full Power
03/30/02 2400 1154 100 Turbine/Generator Full Power
03/31/02 0100 1154 100 Turbine/Generator Full Power
03/31/02 0200 1154 100 Turbine/Generator Full Power
03/31/02 0300 1154 100 Turbine/Generator Full Power
03/31/02 0400 1153 100 Turbine/Generator Full Power
03/31/02 0500 1154 100 Turbine/Generator Full Power
03/31/02 0600 1154 100 Turbine/Generator Full Power
03/31/02 0700 1154 100 Turbine/Generator Full Power
03/31/02 0800 1154 100 Turbine/Generator Full Power
03/31/02 0900 1154 100 Turbine/Generator Full Power
03/31/02 1000 1154 100 Turbine/Generator Full Power
03/31/02 1100 1155 100 Turbine/Generator Full Power
03/31/02 1200 1154 100 Turbine/Generator Full Power
03/31/02 1300 1154 100 Turbine/Generator Full Power
03/31/02 1400 1153 100 Turbine/Generator Full Power
03/31/02 1500 1153 100 Turbine/Generator Full Power
03/31/02 1600 1153 100 Turbine/Generator Full Power
03/31/02 1700 1153 100 Turbine/Generator Full Power
03/31/02 1800 1154 100 Turbine/Generator Full Power
03/31/02 1900 1154 100 Turbine/Generator Full Power
03/31/02 2000 1154 100 Turbine/Generator Full Power
03/31/02 2100 1154 100 Turbine/Generator Full Power
03/31/02 2200 1154 100 Turbine/Generator Full Power
03/31/02 2300 1154 100 Turbine/Generator Full Power
03/31/02 2400 1154 100 Turbine/Generator Full Power
04/01/02 0100 1154 100 Turbine/Generator Full Power
04/01/02 0200 1154 100 Turbine/Generator Full Power
04/01/02 0300 1154 100 Turbine/Generator Full Power
04/01/02 0400 1154 100 Turbine/Generator Full Power
04/01/02 0500 1154 100 Turbine/Generator Full Power
04/01/02 0600 1154 100 Turbine/Generator Full Power
04/01/02 0700 1155 100 Turbine/Generator Full Power



04/01/02 0800 1153 100 Turbine/Generator Full Power
04/01/02 0900 1154 100 Turbine/Generator Full Power
04/01/02 1000 1154 100 Turbine/Generator Full Power
04/01/02 1100 1153 100 Turbine/Generator Full Power
04/01/02 1200 1152 100 Turbine/Generator Full Power
04/01/02 1300 1153 100 Turbine/Generator Full Power
04/01/02 1400 1154 100 Turbine/Generator Full Power
04/01/02 1500 1153 100 Turbine/Generator Full Power
04/01/02 1600 1153 100 Turbine/Generator Full Power
04/01/02 1700 1154 100 Turbine/Generator Full Power
04/01/02 1800 1154 100 Turbine/Generator Full Power
04/01/02 1900 1154 100 Turbine/Generator Full Power
04/01/02 2000 1153 100 Turbine/Generator Full Power
04/01/02 2100 1153 100 Turbine/Generator Full Power
04/01/02 2200 1154 100 Turbine/Generator Full Power
04/01/02 2300 1153 100 Turbine/Generator Full Power
04/01/02 2400 1154 100 Turbine/Generator Full Power
04/02/02 0100 1154 100 Turbine/Generator Full Power
04/02/02 0200 1153 100 Turbine/Generator Full Power
04/02/02 0300 1153 100 Turbine/Generator Full Power
04/02/02 0400 1153 100 Turbine/Generator Full Power
04/02/02 0500 1153 100 Turbine/Generator Full Power
04/02/02 0600 1154 100 Turbine/Generator Full Power
04/02/02 0700 1154 100 Turbine/Generator Full Power
04/02/02 0800 1153 100 Turbine/Generator Full Power
04/02/02 0900 1155 100 Turbine/Generator Full Power
04/02/02 1000 1154 100 Turbine/Generator Full Power
04/02/02 1100 1153 100 Turbine/Generator Full Power
04/02/02 1200 1152 99.9 Turbine/Generator Full Power
04/02/02 1300 1153 100 Turbine/Generator Full Power
04/02/02 1400 1153 100 Turbine/Generator Full Power
04/02/02 1500 1154 100 Turbine/Generator Full Power
04/02/02 1600 1153 100 Turbine/Generator Full Power
04/02/02 1700 1153 100 Turbine/Generator Full Power
04/02/02 1800 1153 100 Turbine/Generator Full Power
04/02/02 1900 1153 100 Turbine/Generator Full Power
04/02/02 2000 1154 100 Turbine/Generator Full Power
04/02/02 2100 1153 100 Turbine/Generator Full Power
04/02/02 2200 1153 100 Turbine/Generator Full Power
04/02/02 2300 1153 100 Turbine/Generator Full Power
04/02/02 2400 1153 100 Turbine/Generator Full Power
04/03/02 0100 1152 100 Turbine/Generator Full Power
04/03/02 0200 1152 100 Turbine/Generator Full Power
04/03/02 0300 1152 100 Turbine/Generator Full Power
04/03/02 0400 1153 100 Turbine/Generator Full Power
04/03/02 0500 1152 99.9 Turbine/Generator Full Power
04/03/02 0600 1153 99.9 Turbine/Generator Full Power
04/03/02 0700 1152 99.9 Turbine/Generator Full Power
04/03/02 0800 1153 100 Turbine/Generator Full Power
04/03/02 0900 1153 99.9 Turbine/Generator Full Power
04/03/02 1000 1153 100 Turbine/Generator Full Power
04/03/02 1100 1152 100 Turbine/Generator Full Power
04/03/02 1200 1153 100 Turbine/Generator Full Power
04/03/02 1300 1152 100 Turbine/Generator Full Power
04/03/02 1400 1153 99.9 Turbine/Generator Full Power
04/03/02 1500 1153 100 Turbine/Generator Full Power
04/03/02 1600 1152 99.9 Turbine/Generator Full Power
04/03/02 1700 1154 100 Turbine/Generator Full Power



04/03/02 1800 1153 100 Turbine/Generator Full Power
04/03/02 1900 1152 99.9 Turbine/Generator Full Power
04/03/02 2000 1154 100 Turbine/Generator Full Power
04/03/02 2100 1154 100 Turbine/Generator Full Power
04/03/02 2200 1153 100 Turbine/Generator Full Power
04/03/02 2300 1153 100 Turbine/Generator Full Power
04/03/02 2400 1153 100 Turbine/Generator Full Power
04/04/02 0100 1153 100 Turbine/Generator Full Power
04/04/02 0200 1153 100 Turbine/Generator Full Power
04/04/02 0300 1153 100 Turbine/Generator Full Power
04/04/02 0400 1153 100 Turbine/Generator Full Power
04/04/02 0500 1153 100 Turbine/Generator Full Power
04/04/02 0600 1153 100 Turbine/Generator Full Power
04/04/02 0700 1153 100 Turbine/Generator Full Power
04/04/02 0800 1152 100 Turbine/Generator Full Power
04/04/02 0900 1152 100 Turbine/Generator Full Power
04/04/02 1000 1153 100 Turbine/Generator Full Power
04/04/02 1100 1152 100 Turbine/Generator Full Power
04/04/02 1200 1153 100 Turbine/Generator Full Power
04/04/02 1300 1153 100 Turbine/Generator Full Power
04/04/02 1400 1152 100 Turbine/Generator Full Power
04/04/02 1500 1153 100 Turbine/Generator Full Power
04/04/02 1600 1154 100 Turbine/Generator Full Power
04/04/02 1700 1152 100 Turbine/Generator Full Power
04/04/02 1800 1153 100 Turbine/Generator Full Power
04/04/02 1900 1153 100 Turbine/Generator Full Power
04/04/02 2000 1153 100 Turbine/Generator Full Power
04/04/02 2100 1153 100 Turbine/Generator Full Power
04/04/02 2200 1153 100 Turbine/Generator Full Power
04/04/02 2300 1153 100 Turbine/Generator Full Power
04/04/02 2400 1153 100 Turbine/Generator Full Power
04/05/02 0100 1153 100 Turbine/Generator Full Power
04/05/02 0200 1153 100 Turbine/Generator Full Power
04/05/02 0300 1153 100 Turbine/Generator Full Power
04/05/02 0400 1153 100 Turbine/Generator Full Power
04/05/02 0500 1153 99.9 Turbine/Generator Full Power
04/05/02 0600 1153 100 Turbine/Generator Full Power
04/05/02 0700 1153 100 Turbine/Generator Full Power
04/05/02 0800 1153 100 Turbine/Generator Full Power
04/05/02 0900 1153 100 Turbine/Generator Full Power
04/05/02 1000 1153 100 Turbine/Generator Full Power
04/05/02 1100 1154 100 Turbine/Generator Full Power
04/05/02 1200 1154 100 Turbine/Generator Full Power
04/05/02 1300 1153 100 Turbine/Generator Full Power
04/05/02 1400 1153 100 Turbine/Generator Full Power
04/05/02 1500 1153 100 Turbine/Generator Full Power
04/05/02 1600 1153 100 Turbine/Generator Full Power
04/05/02 1700 1153 100 Turbine/Generator Full Power
04/05/02 1800 1153 100 Turbine/Generator Full Power
04/05/02 1900 1153 100 Turbine/Generator Full Power
04/05/02 2000 1153 100 Turbine/Generator Full Power
04/05/02 2100 1153 100 Turbine/Generator Full Power
04/05/02 2200 1153 100 Turbine/Generator Full Power
04/05/02 2300 1153 99.9 Turbine/Generator Full Power
04/05/02 2400 1153 100 Turbine/Generator Full Power
04/06/02 0100 1152 100 Turbine/Generator Full Power
04/06/02 0200 1152 100 Turbine/Generator Full Power
04/06/02 0300 1152 100 Turbine/Generator Full Power



04/06/02 0400 1153 100 Turbine/Generator Full Power
04/06/02 0500 1153 100 Turbine/Generator Full Power
04/06/02 0600 1153 100 Turbine/Generator Full Power
04/06/02 0700 1153 100 Turbine/Generator Full Power
04/06/02 0800 1153 100 Turbine/Generator Full Power
04/06/02 0900 1153 100 Turbine/Generator Full Power
04/06/02 1000 1153 100 Turbine/Generator Full Power
04/06/02 1100 1153 100 Turbine/Generator Full Power
04/06/02 1200 1153 100 Turbine/Generator Full Power
04/06/02 1300 1153 100 Turbine/Generator Full Power
04/06/02 1400 1153 100 Turbine/Generator Full Power
04/06/02 1500 1153 100 Turbine/Generator Full Power
04/06/02 1600 1153 100 Turbine/Generator Full Power
04/06/02 1700 1153 100 Turbine/Generator Full Power
04/06/02 1800 1153 100 Turbine/Generator Full Power
04/06/02 1900 1153 100 Turbine/Generator Full Power
04/06/02 2000 1153 100 Turbine/Generator Full Power
04/06/02 2100 1153 100 Turbine/Generator Full Power
04/06/02 2200 1154 100 Turbine/Generator Full Power
04/06/02 2300 1154 100 Turbine/Generator Full Power
04/06/02 2400 1154 100 Turbine/Generator Full Power
04/07/02 0100 1153 100 Turbine/Generator Full Power
04/07/02 0200 0 0 Loss of 1 hour due to change to Daylight Saving Time
04/07/02 0300 1153 100 Turbine/Generator Full Power
04/07/02 0400 1153 100 Turbine/Generator Full Power
04/07/02 0500 1153 100 Turbine/Generator Full Power
04/07/02 0600 1153 100 Turbine/Generator Full Power
04/07/02 0700 1154 100 Turbine/Generator Full Power
04/07/02 0800 1153 100 Turbine/Generator Full Power
04/07/02 0900 1154 100 Turbine/Generator Full Power
04/07/02 1000 1153 100 Turbine/Generator Full Power
04/07/02 1100 1154 100 Turbine/Generator Full Power
04/07/02 1200 1154 100 Turbine/Generator Full Power
04/07/02 1300 1153 100 Turbine/Generator Full Power
04/07/02 1400 1154 100 Turbine/Generator Full Power
04/07/02 1500 1153 100 Turbine/Generator Full Power
04/07/02 1600 1153 100 Turbine/Generator Full Power
04/07/02 1700 1153 100 Turbine/Generator Full Power
04/07/02 1800 1154 100 Turbine/Generator Full Power
04/07/02 1900 1154 100 Turbine/Generator Full Power
04/07/02 2000 1153 100 Turbine/Generator Full Power
04/07/02 2100 1154 100 Turbine/Generator Full Power
04/07/02 2200 1154 100 Turbine/Generator Full Power
04/07/02 2300 1153 100 Turbine/Generator Full Power
04/07/02 2400 1153 100 Turbine/Generator Full Power
04/08/02 0100 1153 100 Turbine/Generator Full Power
04/08/02 0200 1153 100 Turbine/Generator Full Power
04/08/02 0300 1153 100 Turbine/Generator Full Power
04/08/02 0400 1153 100 Turbine/Generator Full Power
04/08/02 0500 1153 100 Turbine/Generator Full Power
04/08/02 0600 1153 100 Turbine/Generator Full Power
04/08/02 0700 1153 100 Turbine/Generator Full Power
04/08/02 0800 1153 100 Turbine/Generator Full Power
04/08/02 0900 1153 100 Turbine/Generator Full Power
04/08/02 1000 1152 100 Turbine/Generator Full Power
04/08/02 1100 1153 100 Turbine/Generator Full Power
04/08/02 1200 1152 100 Turbine/Generator Full Power
04/08/02 1300 1152 100 Turbine/Generator Full Power



04/08/02 1400 1152 100 Turbine/Generator Full Power
04/08/02 1500 1152 100 Turbine/Generator Full Power
04/08/02 1600 1152 100 Turbine/Generator Full Power
04/08/02 1700 1152 100 Turbine/Generator Full Power
04/08/02 1800 1152 100 Turbine/Generator Full Power
04/08/02 1900 1152 100 Turbine/Generator Full Power
04/08/02 2000 1153 99.9 Turbine/Generator Full Power
04/08/02 2100 1153 100 Turbine/Generator Full Power
04/08/02 2200 1152 100 Turbine/Generator Full Power
04/08/02 2300 1152 99.9 Turbine/Generator Full Power
04/08/02 2400 1152 100 Turbine/Generator Full Power
04/09/02 0100 1153 100 Turbine/Generator Full Power
04/09/02 0200 1151 99.9 Turbine/Generator Full Power
04/09/02 0300 1152 99.9 Turbine/Generator Full Power
04/09/02 0400 1152 99.9 Turbine/Generator Full Power
04/09/02 0500 1152 100 Turbine/Generator Full Power
04/09/02 0600 1152 100 Turbine/Generator Full Power
04/09/02 0700 1153 100 Turbine/Generator Full Power
04/09/02 0800 1152 100 Turbine/Generator Full Power
04/09/02 0900 1152 100 Turbine/Generator Full Power
04/09/02 1000 1152 100 Turbine/Generator Full Power
04/09/02 1100 1152 99.9 Turbine/Generator Full Power
04/09/02 1200 1152 100 Turbine/Generator Full Power
04/09/02 1300 1152 100 Turbine/Generator Full Power
04/09/02 1400 1152 100 Turbine/Generator Full Power
04/09/02 1500 1152 100 Turbine/Generator Full Power
04/09/02 1600 1152 99.9 Turbine/Generator Full Power
04/09/02 1700 1152 100 Turbine/Generator Full Power
04/09/02 1800 1153 100 Turbine/Generator Full Power
04/09/02 1900 1152 99.9 Turbine/Generator Full Power
04/09/02 2000 1152 100 Turbine/Generator Full Power
04/09/02 2100 1153 100 Turbine/Generator Full Power
04/09/02 2200 1154 100 Turbine/Generator Full Power
04/09/02 2300 1154 100 Turbine/Generator Full Power
04/09/02 2400 1153 100 Turbine/Generator Full Power
04/10/02 0100 1152 99.9 Turbine/Generator Full Power
04/10/02 0200 1151 100 Turbine/Generator Full Power
04/10/02 0300 1153 100 Turbine/Generator Full Power
04/10/02 0400 1153 100 Turbine/Generator Full Power
04/10/02 0500 1150 100 Turbine/Generator Full Power
04/10/02 0600 1152 100 Turbine/Generator Full Power
04/10/02 0700 1153 100 Turbine/Generator Full Power
04/10/02 0800 1152 100.6 Turbine/Generator Full Power
04/10/02 0900 1152 100.6 Turbine/Generator Full Power
04/10/02 1000 1152 100.6 Turbine/Generator Full Power
04/10/02 1100 1152 100.7 Turbine/Generator Full Power
04/10/02 1200 1153 100.7 Turbine/Generator Full Power
04/10/02 1300 1153 100.7 Turbine/Generator Full Power
04/10/02 1400 1152 100.1 Turbine/Generator Full Power
04/10/02 1500 1153 100 Turbine/Generator Full Power
04/10/02 1600 1152 100 Turbine/Generator Full Power
04/10/02 1700 1152 100 Turbine/Generator Full Power
04/10/02 1800 1152 100 Turbine/Generator Full Power
04/10/02 1900 1153 100 Turbine/Generator Full Power
04/10/02 2000 1151 99.9 Turbine/Generator Full Power
04/10/02 2100 1152 99.9 Turbine/Generator Full Power
04/10/02 2200 1152 100 Turbine/Generator Full Power
04/10/02 2300 1153 100 Turbine/Generator Full Power



04/10/02 2400 1153 100 Turbine/Generator Full Power
04/11/02 0100 1152 100 Turbine/Generator Full Power
04/11/02 0200 1153 100 Turbine/Generator Full Power
04/11/02 0300 1152 99.9 Turbine/Generator Full Power
04/11/02 0400 1153 100 Turbine/Generator Full Power
04/11/02 0500 1153 99.9 Turbine/Generator Full Power
04/11/02 0600 1152 99.9 Turbine/Generator Full Power
04/11/02 0700 1152 100 Turbine/Generator Full Power
04/11/02 0800 1153 100.7 Turbine/Generator Full Power
04/11/02 0900 1153 100.7 Turbine/Generator Full Power
04/11/02 1000 1153 100.7 Turbine/Generator Full Power
04/11/02 1100 1154 100.7 Turbine/Generator Full Power
04/11/02 1200 1153 100.7 Turbine/Generator Full Power
04/11/02 1300 1153 100.7 Turbine/Generator Full Power
04/11/02 1400 1153 100.7 Turbine/Generator Full Power
04/11/02 1500 1153 100.7 Turbine/Generator Full Power
04/11/02 1600 1153 100 Turbine/Generator Full Power
04/11/02 1700 1153 100 Turbine/Generator Full Power
04/11/02 1800 1153 100 Turbine/Generator Full Power
04/11/02 1900 1153 100 Turbine/Generator Full Power
04/11/02 2000 1153 99.9 Turbine/Generator Full Power
04/11/02 2100 1153 100 Turbine/Generator Full Power
04/11/02 2200 1153 100 Turbine/Generator Full Power
04/11/02 2300 1152 100 Turbine/Generator Full Power
04/11/02 2400 1152 100 Turbine/Generator Full Power
04/12/02 0100 1152 99.9 Turbine/Generator Full Power
04/12/02 0200 1153 100 Turbine/Generator Full Power
04/12/02 0300 1153 100 Turbine/Generator Full Power
04/12/02 0400 1152 100 Turbine/Generator Full Power
04/12/02 0500 1152 100 Turbine/Generator Full Power
04/12/02 0600 1152 100 Turbine/Generator Full Power
04/12/02 0700 1152 100 Turbine/Generator Full Power
04/12/02 0800 1152 99.9 Turbine/Generator Full Power
04/12/02 0900 1152 99.9 Turbine/Generator Full Power
04/12/02 1000 1152 100 Turbine/Generator Full Power
04/12/02 1100 1152 100 Turbine/Generator Full Power
04/12/02 1200 1152 100 Turbine/Generator Full Power
04/12/02 1300 1152 100 Turbine/Generator Full Power
04/12/02 1400 1152 100 Turbine/Generator Full Power
04/12/02 1500 1152 99.9 Turbine/Generator Full Power
04/12/02 1600 1152 100 Turbine/Generator Full Power
04/12/02 1700 1152 100 Turbine/Generator Full Power
04/12/02 1800 1152 100 Turbine/Generator Full Power
04/12/02 1900 1152 100 Turbine/Generator Full Power
04/12/02 2000 1152 100 Turbine/Generator Full Power
04/12/02 2100 1152 100 Turbine/Generator Full Power
04/12/02 2200 1153 100 Turbine/Generator Full Power
04/12/02 2300 1152 99.9 Turbine/Generator Full Power
04/12/02 2400 1152 100 Turbine/Generator Full Power
04/13/02 0100 1152 100 Turbine/Generator Full Power
04/13/02 0200 1152 100 Turbine/Generator Full Power
04/13/02 0300 1152 100 Turbine/Generator Full Power
04/13/02 0400 1152 100 Turbine/Generator Full Power
04/13/02 0500 1152 99.9 Turbine/Generator Full Power
04/13/02 0600 1152 100 Turbine/Generator Full Power
04/13/02 0700 1152 100 Turbine/Generator Full Power
04/13/02 0800 1152 99.9 Turbine/Generator Full Power
04/13/02 0900 1152 100 Turbine/Generator Full Power



04/13/02 1000 1152 100 10:00 start of ramp-down for STP M-21C
04/13/02 1100 990 85.8            Main Turbine Valve Testing
04/13/02 1200 962 83.3 11:13 ramp-down complete
04/13/02 1300 959 83 hold for testing
04/13/02 1400 971 85.2 hold for testing
04/13/02 1500 968 84.1 hold for testing
04/13/02 1600 1001 85.8 15:45 started ramp-up
04/13/02 1700 1106 95.4 ramp-up
04/13/02 1800 1106 95.3 ramp-up
04/13/02 1900 1107 95.4 ramp-up
04/13/02 2000 1108 95.6 ramp-up
04/13/02 2100 1125 97.2 ramp-up  (delayed by valve operating problems)
04/13/02 2200 1153 100 21:40 ramp-up & curtailment complete
04/13/02 2300 1150 99.7 Turbine/Generator Full Power
04/13/02 2400 1150 99.8 Turbine/Generator Full Power
04/14/02 0100 1151 99.8 Turbine/Generator Full Power
04/14/02 0200 1152 100 Turbine/Generator Full Power
04/14/02 0300 1153 99.9 Turbine/Generator Full Power
04/14/02 0400 1151 99.9 Turbine/Generator Full Power
04/14/02 0500 1154 100 Turbine/Generator Full Power
04/14/02 0600 1150 99.9 Turbine/Generator Full Power
04/14/02 0700 1150 99.9 Turbine/Generator Full Power
04/14/02 0800 1151 99.8 Turbine/Generator Full Power
04/14/02 0900 1151 99.9 Turbine/Generator Full Power
04/14/02 1000 1151 99.9 Turbine/Generator Full Power
04/14/02 1100 1151 99.9 Turbine/Generator Full Power
04/14/02 1200 1151 99.9 Turbine/Generator Full Power
04/14/02 1300 1152 99.9 Turbine/Generator Full Power
04/14/02 1400 1151 99.9 Turbine/Generator Full Power
04/14/02 1500 1152 100 Turbine/Generator Full Power
04/14/02 1600 1153 100 Turbine/Generator Full Power
04/14/02 1700 1152 100 Turbine/Generator Full Power
04/14/02 1800 1153 100 Turbine/Generator Full Power
04/14/02 1900 1153 100 Turbine/Generator Full Power
04/14/02 2000 1152 99.9 Turbine/Generator Full Power
04/14/02 2100 1152 99.9 Turbine/Generator Full Power
04/14/02 2200 1152 100 Turbine/Generator Full Power
04/14/02 2300 1152 99.9 Turbine/Generator Full Power
04/14/02 2400 1152 100 Turbine/Generator Full Power
04/15/02 0100 1152 100 Turbine/Generator Full Power
04/15/02 0200 1152 100 Turbine/Generator Full Power
04/15/02 0300 1152 100 Turbine/Generator Full Power
04/15/02 0400 1152 100 Turbine/Generator Full Power
04/15/02 0500 1152 100 Turbine/Generator Full Power
04/15/02 0600 1152 100 Turbine/Generator Full Power
04/15/02 0700 1152 100 Turbine/Generator Full Power
04/15/02 0800 1152 100 Turbine/Generator Full Power
04/15/02 0900 1152 100 Turbine/Generator Full Power
04/15/02 1000 1152 100 Turbine/Generator Full Power
04/15/02 1100 1152 100 Turbine/Generator Full Power
04/15/02 1200 1152 100 Turbine/Generator Full Power
04/15/02 1300 1152 100 Turbine/Generator Full Power
04/15/02 1400 1151 100 Turbine/Generator Full Power
04/15/02 1500 1153 100 Turbine/Generator Full Power
04/15/02 1600 1153 100 Turbine/Generator Full Power
04/15/02 1700 1152 100 Turbine/Generator Full Power
04/15/02 1800 1153 100 Turbine/Generator Full Power
04/15/02 1900 1154 100 Turbine/Generator Full Power



04/15/02 2000 1153 100 Turbine/Generator Full Power
04/15/02 2100 1153 100 Turbine/Generator Full Power
04/15/02 2200 1153 100 Turbine/Generator Full Power
04/15/02 2300 1153 100 Turbine/Generator Full Power
04/15/02 2400 1154 100 Turbine/Generator Full Power
04/16/02 0100 1153 100 Turbine/Generator Full Power
04/16/02 0200 1153 100 Turbine/Generator Full Power
04/16/02 0300 1153 99.9 Turbine/Generator Full Power
04/16/02 0400 1154 100 Turbine/Generator Full Power
04/16/02 0500 1153 100 Turbine/Generator Full Power
04/16/02 0600 1153 99.9 Turbine/Generator Full Power
04/16/02 0700 1153 100 Turbine/Generator Full Power
04/16/02 0800 1152 100 Turbine/Generator Full Power
04/16/02 0900 1152 100 Turbine/Generator Full Power
04/16/02 1000 1152 100 Turbine/Generator Full Power
04/16/02 1100 1152 100 Turbine/Generator Full Power
04/16/02 1200 1152 100 Turbine/Generator Full Power
04/16/02 1300 1151 100 Turbine/Generator Full Power
04/16/02 1400 1153 100 Turbine/Generator Full Power
04/16/02 1500 1153 100 Turbine/Generator Full Power
04/16/02 1600 1152 99.9 Turbine/Generator Full Power
04/16/02 1700 1153 100 Turbine/Generator Full Power
04/16/02 1800 1153 99.9 Turbine/Generator Full Power
04/16/02 1900 1151 99.9 Turbine/Generator Full Power
04/16/02 2000 1152 100 Turbine/Generator Full Power
04/16/02 2100 1152 100 Turbine/Generator Full Power
04/16/02 2200 1153 100 Turbine/Generator Full Power
04/16/02 2300 1152 100 Turbine/Generator Full Power
04/16/02 2400 1153 100 Turbine/Generator Full Power
04/17/02 0100 1152 100 Turbine/Generator Full Power
04/17/02 0200 1152 100 Turbine/Generator Full Power
04/17/02 0300 1152 100 Turbine/Generator Full Power
04/17/02 0400 1152 100 Turbine/Generator Full Power
04/17/02 0500 1153 100 Turbine/Generator Full Power
04/17/02 0600 1152 100 Turbine/Generator Full Power
04/17/02 0700 1152 100 Turbine/Generator Full Power
04/17/02 0800 1152 100 Turbine/Generator Full Power
04/17/02 0900 1152 100 Turbine/Generator Full Power
04/17/02 1000 1152 100 Turbine/Generator Full Power
04/17/02 1100 1153 100 Turbine/Generator Full Power
04/17/02 1200 1151 100 Turbine/Generator Full Power
04/17/02 1300 1151 99.9 Turbine/Generator Full Power
04/17/02 1400 1153 99.9 Turbine/Generator Full Power
04/17/02 1500 1152 100 Turbine/Generator Full Power
04/17/02 1600 1152 100 Turbine/Generator Full Power
04/17/02 1700 1152 99.9 Turbine/Generator Full Power
04/17/02 1800 1154 100 Turbine/Generator Full Power
04/17/02 1900 1152 100 Turbine/Generator Full Power
04/17/02 2000 1152 99.9 Turbine/Generator Full Power
04/17/02 2100 1152 100 Turbine/Generator Full Power
04/17/02 2200 1152 99.9 Turbine/Generator Full Power
04/17/02 2300 1152 100 Turbine/Generator Full Power
04/17/02 2400 1152 100 Turbine/Generator Full Power
04/18/02 0100 1152 100 Turbine/Generator Full Power
04/18/02 0200 1153 100 Turbine/Generator Full Power
04/18/02 0300 1152 100 Turbine/Generator Full Power
04/18/02 0400 1152 99.9 Turbine/Generator Full Power
04/18/02 0500 1153 99.9 Turbine/Generator Full Power



04/18/02 0600 1153 100 Turbine/Generator Full Power
04/18/02 0700 1151 99.9 Turbine/Generator Full Power
04/18/02 0800 1152 100 Turbine/Generator Full Power
04/18/02 0900 1152 100 Turbine/Generator Full Power
04/18/02 1000 1151 99.9 Turbine/Generator Full Power
04/18/02 1100 1152 100 Turbine/Generator Full Power
04/18/02 1200 1152 100 Turbine/Generator Full Power
04/18/02 1300 1152 100 Turbine/Generator Full Power
04/18/02 1400 1153 100 Turbine/Generator Full Power
04/18/02 1500 1152 99.9 Turbine/Generator Full Power
04/18/02 1600 1152 99.9 Turbine/Generator Full Power
04/18/02 1700 1150 99.9 Turbine/Generator Full Power
04/18/02 1800 1151 100 Turbine/Generator Full Power
04/18/02 1900 1152 100 Turbine/Generator Full Power
04/18/02 2000 1152 100 Turbine/Generator Full Power
04/18/02 2100 1152 100 Turbine/Generator Full Power
04/18/02 2200 1152 100 Turbine/Generator Full Power
04/18/02 2300 1152 100 Turbine/Generator Full Power
04/18/02 2400 1153 100 Turbine/Generator Full Power
04/19/02 0100 1152 100 Turbine/Generator Full Power
04/19/02 0200 1152 99.9 Turbine/Generator Full Power
04/19/02 0300 1152 100 Turbine/Generator Full Power
04/19/02 0400 1152 100 Turbine/Generator Full Power
04/19/02 0500 1152 100 Turbine/Generator Full Power
04/19/02 0600 1153 100 Turbine/Generator Full Power
04/19/02 0700 1153 100 Turbine/Generator Full Power
04/19/02 0800 1153 100 Turbine/Generator Full Power
04/19/02 0900 1153 99.9 Turbine/Generator Full Power
04/19/02 1000 1153 99.9 Turbine/Generator Full Power
04/19/02 1100 1152 99.9 Turbine/Generator Full Power
04/19/02 1200 1152 100 Turbine/Generator Full Power
04/19/02 1300 1152 100 Turbine/Generator Full Power
04/19/02 1400 1153 100 Turbine/Generator Full Power
04/19/02 1500 1153 100 Turbine/Generator Full Power
04/19/02 1600 1153 100 Turbine/Generator Full Power
04/19/02 1700 1153 100 Turbine/Generator Full Power
04/19/02 1800 1153 100 Turbine/Generator Full Power
04/19/02 1900 1153 100 Turbine/Generator Full Power
04/19/02 2000 1153 100 Turbine/Generator Full Power
04/19/02 2100 1153 100 Turbine/Generator Full Power
04/19/02 2200 1153 100 Turbine/Generator Full Power
04/19/02 2300 1153 100 Turbine/Generator Full Power
04/19/02 2400 1153 100 Turbine/Generator Full Power
04/20/02 0100 1153 100 Turbine/Generator Full Power
04/20/02 0200 1153 100 Turbine/Generator Full Power
04/20/02 0300 1153 100 Turbine/Generator Full Power
04/20/02 0400 1153 100 Turbine/Generator Full Power
04/20/02 0500 1153 100 Turbine/Generator Full Power
04/20/02 0600 1153 100 Turbine/Generator Full Power
04/20/02 0700 1152 100 Turbine/Generator Full Power
04/20/02 0800 1152 100 Turbine/Generator Full Power
04/20/02 0900 1152 100 Turbine/Generator Full Power
04/20/02 1000 1152 100 Turbine/Generator Full Power
04/20/02 1100 1152 100 Turbine/Generator Full Power
04/20/02 1200 1152 100 Turbine/Generator Full Power
04/20/02 1300 1152 100 Turbine/Generator Full Power
04/20/02 1400 1152 100 Turbine/Generator Full Power
04/20/02 1500 1152 100 Turbine/Generator Full Power



04/20/02 1600 1152 100 Turbine/Generator Full Power
04/20/02 1700 1152 100 Turbine/Generator Full Power
04/20/02 1800 1152 99.9 Turbine/Generator Full Power
04/20/02 1900 1152 100 Turbine/Generator Full Power
04/20/02 2000 1152 100 Turbine/Generator Full Power
04/20/02 2100 1152 100 Turbine/Generator Full Power
04/20/02 2200 1152 100 Turbine/Generator Full Power
04/20/02 2300 1152 100 Turbine/Generator Full Power
04/20/02 2400 1152 100 Turbine/Generator Full Power
04/21/02 0100 1152 100 Turbine/Generator Full Power
04/21/02 0200 1152 100 Turbine/Generator Full Power
04/21/02 0300 1152 100 Turbine/Generator Full Power
04/21/02 0400 1152 100 Turbine/Generator Full Power
04/21/02 0500 1152 100 Turbine/Generator Full Power
04/21/02 0600 1151 100 Turbine/Generator Full Power
04/21/02 0700 1152 100 Turbine/Generator Full Power
04/21/02 0800 1152 99.9 Turbine/Generator Full Power
04/21/02 0900 1152 99.9 Turbine/Generator Full Power
04/21/02 1000 1152 100 Turbine/Generator Full Power
04/21/02 1100 1150 100 Turbine/Generator Full Power
04/21/02 1200 1149 100 Turbine/Generator Full Power
04/21/02 1300 1149 100 Turbine/Generator Full Power
04/21/02 1400 1149 100 Turbine/Generator Full Power
04/21/02 1500 1149 100 Turbine/Generator Full Power
04/21/02 1600 1149 100 Turbine/Generator Full Power
04/21/02 1700 1149 100 Turbine/Generator Full Power
04/21/02 1800 1149 100 Turbine/Generator Full Power
04/21/02 1900 1150 100 Turbine/Generator Full Power
04/21/02 2000 1150 100 Turbine/Generator Full Power
04/21/02 2100 1149 100 Turbine/Generator Full Power
04/21/02 2200 1150 100 Turbine/Generator Full Power
04/21/02 2300 1151 100 Turbine/Generator Full Power
04/21/02 2400 1151 100 Turbine/Generator Full Power
04/22/02 0100 1150 100 Turbine/Generator Full Power
04/22/02 0200 1150 100 Turbine/Generator Full Power
04/22/02 0300 1150 100 Turbine/Generator Full Power
04/22/02 0400 1150 100 Turbine/Generator Full Power
04/22/02 0500 1150 99.9 Turbine/Generator Full Power
04/22/02 0600 1150 100 Turbine/Generator Full Power
04/22/02 0700 1151 99.9 Turbine/Generator Full Power
04/22/02 0800 1152 99.9 Turbine/Generator Full Power
04/22/02 0900 1150 99.9 Turbine/Generator Full Power
04/22/02 1000 1149 100 Turbine/Generator Full Power
04/22/02 1100 1149 100 Turbine/Generator Full Power
04/22/02 1200 1148 100 Turbine/Generator Full Power
04/22/02 1300 1148 100 Turbine/Generator Full Power
04/22/02 1400 1147 100 Turbine/Generator Full Power
04/22/02 1500 1147 100 Turbine/Generator Full Power
04/22/02 1600 1148 100 Turbine/Generator Full Power
04/22/02 1700 1147 100 Turbine/Generator Full Power
04/22/02 1800 1147 100 Turbine/Generator Full Power
04/22/02 1900 1147 100 Turbine/Generator Full Power
04/22/02 2000 1148 100 Turbine/Generator Full Power
04/22/02 2100 1147 100 Turbine/Generator Full Power
04/22/02 2200 1147 100 Turbine/Generator Full Power
04/22/02 2300 1148 100 Turbine/Generator Full Power
04/22/02 2400 1149 100 Turbine/Generator Full Power
04/23/02 0100 1147 99.9 Turbine/Generator Full Power



04/23/02 0200 1148 99.9 Turbine/Generator Full Power
04/23/02 0300 1147 100 Turbine/Generator Full Power
04/23/02 0400 1148 100 Turbine/Generator Full Power
04/23/02 0500 1148 100 Turbine/Generator Full Power
04/23/02 0600 1147 99.9 Turbine/Generator Full Power
04/23/02 0700 1148 100 Turbine/Generator Full Power
04/23/02 0800 1148 99.9 Turbine/Generator Full Power
04/23/02 0900 1148 99.9 Turbine/Generator Full Power
04/23/02 1000 1148 100 Turbine/Generator Full Power
04/23/02 1100 1148 100 Turbine/Generator Full Power
04/23/02 1200 1147 100 Turbine/Generator Full Power
04/23/02 1300 1147 99.9 Turbine/Generator Full Power
04/23/02 1400 1146 100 Turbine/Generator Full Power
04/23/02 1500 1147 100 Turbine/Generator Full Power
04/23/02 1600 1147 100 Turbine/Generator Full Power
04/23/02 1700 1147 99.9 Turbine/Generator Full Power
04/23/02 1800 1146 100 Turbine/Generator Full Power
04/23/02 1900 1147 100 Turbine/Generator Full Power
04/23/02 2000 1146 99.8 Turbine/Generator Full Power
04/23/02 2100 1146 99.9 Turbine/Generator Full Power
04/23/02 2200 1145 100 Turbine/Generator Full Power
04/23/02 2300 1147 100 Turbine/Generator Full Power
04/23/02 2400 1148 100 Turbine/Generator Full Power
04/24/02 0100 1147 99.9 Turbine/Generator Full Power
04/24/02 0200 1148 99.9 Turbine/Generator Full Power
04/24/02 0300 1149 99.9 Turbine/Generator Full Power
04/24/02 0400 1147 100 Turbine/Generator Full Power
04/24/02 0500 1148 100 Turbine/Generator Full Power
04/24/02 0600 1148 100 Turbine/Generator Full Power
04/24/02 0700 1149 100 Turbine/Generator Full Power
04/24/02 0800 1148 99.9 Turbine/Generator Full Power
04/24/02 0900 1149 100 Turbine/Generator Full Power
04/24/02 1000 1147 99.9 Turbine/Generator Full Power
04/24/02 1100 1147 99.9 Turbine/Generator Full Power
04/24/02 1200 1147 99.9 Turbine/Generator Full Power
04/24/02 1300 1146 99.9 Turbine/Generator Full Power
04/24/02 1400 1147 99.9 Turbine/Generator Full Power
04/24/02 1500 1148 100 Turbine/Generator Full Power
04/24/02 1600 1146 100 Turbine/Generator Full Power
04/24/02 1700 1146 100 Turbine/Generator Full Power
04/24/02 1800 1146 100 Turbine/Generator Full Power
04/24/02 1900 1149 100 Turbine/Generator Full Power
04/24/02 2000 1147 100 Turbine/Generator Full Power
04/24/02 2100 1148 100 Turbine/Generator Full Power
04/24/02 2200 1147 99.9 Turbine/Generator Full Power
04/24/02 2300 1147 99.9 Turbine/Generator Full Power
04/24/02 2400 1147 99.9 Turbine/Generator Full Power
04/25/02 0100 1148 100 Turbine/Generator Full Power
04/25/02 0200 1148 100 Turbine/Generator Full Power
04/25/02 0300 1147 100 Turbine/Generator Full Power
04/25/02 0400 1147 99.9 Turbine/Generator Full Power
04/25/02 0500 1147 100 Turbine/Generator Full Power
04/25/02 0600 1146 99.9 Turbine/Generator Full Power
04/25/02 0700 1147 99.9 Turbine/Generator Full Power
04/25/02 0800 1147 99.9 Turbine/Generator Full Power
04/25/02 0900 1146 99.9 Turbine/Generator Full Power
04/25/02 1000 1146 99.9 Turbine/Generator Full Power
04/25/02 1100 1146 99.9 Turbine/Generator Full Power



04/25/02 1200 1147 99.9 Turbine/Generator Full Power
04/25/02 1300 1147 99.9 Turbine/Generator Full Power
04/25/02 1400 1146 99.9 Turbine/Generator Full Power
04/25/02 1500 1146 99.9 Turbine/Generator Full Power
04/25/02 1600 1146 99.9 Turbine/Generator Full Power
04/25/02 1700 1147 99.9 Turbine/Generator Full Power
04/25/02 1800 1146 99.9 Turbine/Generator Full Power
04/25/02 1900 1148 99.9 Turbine/Generator Full Power
04/25/02 2000 1148 99.9 Turbine/Generator Full Power
04/25/02 2100 1148 99.9 Turbine/Generator Full Power
04/25/02 2200 1147 99.9 Turbine/Generator Full Power
04/25/02 2300 1148 100 Turbine/Generator Full Power
04/25/02 2400 1148 99.9 Turbine/Generator Full Power
04/26/02 0100 1148 99.9 Turbine/Generator Full Power
04/26/02 0200 1149 100 Turbine/Generator Full Power
04/26/02 0300 1149 100 Turbine/Generator Full Power
04/26/02 0400 1148 100 Turbine/Generator Full Power
04/26/02 0500 1148 99.9 Turbine/Generator Full Power
04/26/02 0600 1148 100 Turbine/Generator Full Power
04/26/02 0700 1148 100 Turbine/Generator Full Power
04/26/02 0800 1148 100 Turbine/Generator Full Power
04/26/02 0900 1148 100 Turbine/Generator Full Power
04/26/02 1000 1148 100 Turbine/Generator Full Power
04/26/02 1100 1148 100 Turbine/Generator Full Power
04/26/02 1200 1148 100 Turbine/Generator Full Power
04/26/02 1300 1148 100 Turbine/Generator Full Power
04/26/02 1400 1148 100 Turbine/Generator Full Power
04/26/02 1500 1148 100 Turbine/Generator Full Power
04/26/02 1600 1148 100 Turbine/Generator Full Power
04/26/02 1700 1148 100 Turbine/Generator Full Power
04/26/02 1800 1147 100 Turbine/Generator Full Power
04/26/02 1900 1147 100 Turbine/Generator Full Power
04/26/02 2000 1149 99.9 Turbine/Generator Full Power
04/26/02 2100 1148 100 Turbine/Generator Full Power
04/26/02 2200 1148 99.9 Turbine/Generator Full Power
04/26/02 2300 1149 100 Turbine/Generator Full Power
04/26/02 2400 1149 100 Turbine/Generator Full Power
04/27/02 0100 1149 100 Turbine/Generator Full Power
04/27/02 0200 1149 100 Turbine/Generator Full Power
04/27/02 0300 1149 100 Turbine/Generator Full Power
04/27/02 0400 1149 99.9 Turbine/Generator Full Power
04/27/02 0500 1149 100 Turbine/Generator Full Power
04/27/02 0600 1150 100 Turbine/Generator Full Power
04/27/02 0700 1149 100 Turbine/Generator Full Power
04/27/02 0800 1149 100 Turbine/Generator Full Power
04/27/02 0900 1149 100 Turbine/Generator Full Power
04/27/02 1000 1150 100 Turbine/Generator Full Power
04/27/02 1100 1150 100 Turbine/Generator Full Power
04/27/02 1200 1150 100 Turbine/Generator Full Power
04/27/02 1300 1150 100 Turbine/Generator Full Power
04/27/02 1400 1150 100 Turbine/Generator Full Power
04/27/02 1500 1150 100 Turbine/Generator Full Power
04/27/02 1600 1150 100 Turbine/Generator Full Power
04/27/02 1700 1150 100 Turbine/Generator Full Power
04/27/02 1800 1150 100 Turbine/Generator Full Power
04/27/02 1900 1149 100 Turbine/Generator Full Power
04/27/02 2000 1149 100 Turbine/Generator Full Power
04/27/02 2100 1149 100 Turbine/Generator Full Power



04/27/02 2200 1150 100 Turbine/Generator Full Power
04/27/02 2300 1149 100 Turbine/Generator Full Power
04/27/02 2400 1150 100 Turbine/Generator Full Power
04/28/02 0100 1149 100 Turbine/Generator Full Power
04/28/02 0200 1149 100 Turbine/Generator Full Power
04/28/02 0300 1149 100 Turbine/Generator Full Power
04/28/02 0400 1149 100 Turbine/Generator Full Power
04/28/02 0500 1149 100 Turbine/Generator Full Power
04/28/02 0600 1149 100 Turbine/Generator Full Power
04/28/02 0700 1149 100 Turbine/Generator Full Power
04/28/02 0800 1149 99.9 Turbine/Generator Full Power
04/28/02 0900 1149 100 Turbine/Generator Full Power
04/28/02 1000 1150 99.9 Turbine/Generator Full Power
04/28/02 1100 1150 99.9 Turbine/Generator Full Power
04/28/02 1200 1150 100 Turbine/Generator Full Power
04/28/02 1300 1150 100 Turbine/Generator Full Power
04/28/02 1400 1150 100 Turbine/Generator Full Power
04/28/02 1500 1150 99.9 Turbine/Generator Full Power
04/28/02 1600 1150 100 Turbine/Generator Full Power
04/28/02 1700 1151 100 Turbine/Generator Full Power
04/28/02 1800 1151 100 Turbine/Generator Full Power
04/28/02 1900 1150 100 Turbine/Generator Full Power
04/28/02 2000 1150 100 Turbine/Generator Full Power
04/28/02 2100 1150 100 Turbine/Generator Full Power
04/28/02 2200 1150 100 Turbine/Generator Full Power
04/28/02 2300 1150 100 Turbine/Generator Full Power
04/28/02 2400 1151 100 Turbine/Generator Full Power
04/29/02 0100 1151 100 Turbine/Generator Full Power
04/29/02 0200 1151 99.9 Turbine/Generator Full Power
04/29/02 0300 1150 100 Turbine/Generator Full Power
04/29/02 0400 1150 100 Turbine/Generator Full Power
04/29/02 0500 1150 100 Turbine/Generator Full Power
04/29/02 0600 1151 100 Turbine/Generator Full Power
04/29/02 0700 1151 99.9 Turbine/Generator Full Power
04/29/02 0800 1150 100 Turbine/Generator Full Power
04/29/02 0900 1149 100 Turbine/Generator Full Power
04/29/02 1000 1149 100 Turbine/Generator Full Power
04/29/02 1100 1149 100 Turbine/Generator Full Power
04/29/02 1200 1149 100 Turbine/Generator Full Power
04/29/02 1300 1149 100 Turbine/Generator Full Power
04/29/02 1400 1150 100 Turbine/Generator Full Power
04/29/02 1500 1150 100 Turbine/Generator Full Power
04/29/02 1600 1149 99.9 Turbine/Generator Full Power
04/29/02 1700 1149 99.9 Turbine/Generator Full Power
04/29/02 1800 1149 99.9 Turbine/Generator Full Power
04/29/02 1900 1150 100 Turbine/Generator Full Power
04/29/02 2000 1150 99.9 Turbine/Generator Full Power
04/29/02 2100 1150 99.9 Turbine/Generator Full Power
04/29/02 2200 1149 99.9 Turbine/Generator Full Power
04/29/02 2300 1149 100 Turbine/Generator Full Power
04/29/02 2400 1149 100 Turbine/Generator Full Power
04/30/02 0100 1149 99.9 Turbine/Generator Full Power
04/30/02 0200 1149 99.9 Turbine/Generator Full Power
04/30/02 0300 1150 100 Turbine/Generator Full Power
04/30/02 0400 1150 99.9 Turbine/Generator Full Power
04/30/02 0500 1149 99.9 Turbine/Generator Full Power
04/30/02 0600 1149 99.9 Turbine/Generator Full Power
04/30/02 0700 1150 99.9 Turbine/Generator Full Power



04/30/02 0800 1150 99.9 Turbine/Generator Full Power
04/30/02 0900 1149 100 Turbine/Generator Full Power
04/30/02 1000 1150 100 Turbine/Generator Full Power
04/30/02 1100 1150 100 Turbine/Generator Full Power
04/30/02 1200 1149 100 Turbine/Generator Full Power
04/30/02 1300 1150 100 Turbine/Generator Full Power
04/30/02 1400 1149 100 Turbine/Generator Full Power
04/30/02 1500 1148 100 Turbine/Generator Full Power
04/30/02 1600 1149 99.9 Turbine/Generator Full Power
04/30/02 1700 1150 99.9 Turbine/Generator Full Power
04/30/02 1800 1150 100 Turbine/Generator Full Power
04/30/02 1900 1150 99.9 Turbine/Generator Full Power
04/30/02 2000 1149 99.9 Turbine/Generator Full Power
04/30/02 2100 1149 100 Turbine/Generator Full Power
04/30/02 2200 1150 100 Turbine/Generator Full Power
04/30/02 2300 1148 99.9 Turbine/Generator Full Power
04/30/02 2400 1149 100 Turbine/Generator Full Power
05/01/02 0100 1148 99.9 Turbine/Generator Full Power
05/01/02 0200 1150 99.9 Turbine/Generator Full Power
05/01/02 0300 1149 99.9 Turbine/Generator Full Power
05/01/02 0400 1146 99.9 Turbine/Generator Full Power
05/01/02 0500 1148 99.9 Turbine/Generator Full Power
05/01/02 0600 1149 99.9 Turbine/Generator Full Power
05/01/02 0700 1149 99.9 Turbine/Generator Full Power
05/01/02 0800 1150 99.9 Turbine/Generator Full Power
05/01/02 0900 1150 99.9 Turbine/Generator Full Power
05/01/02 1000 1149 99.9 Turbine/Generator Full Power
05/01/02 1100 1149 100 Turbine/Generator Full Power
05/01/02 1200 1149 99.9 Turbine/Generator Full Power
05/01/02 1300 1149 100 Turbine/Generator Full Power
05/01/02 1400 1149 99.9 Turbine/Generator Full Power
05/01/02 1500 1149 100 Turbine/Generator Full Power
05/01/02 1600 1149 99.9 Turbine/Generator Full Power
05/01/02 1700 1149 100 Turbine/Generator Full Power
05/01/02 1800 1149 99.9 Turbine/Generator Full Power
05/01/02 1900 1149 100 Turbine/Generator Full Power
05/01/02 2000 1150 99.9 Turbine/Generator Full Power
05/01/02 2100 1151 100 Turbine/Generator Full Power
05/01/02 2200 1149 100 Turbine/Generator Full Power
05/01/02 2300 1149 100 Turbine/Generator Full Power
05/01/02 2400 1149 100 Turbine/Generator Full Power
05/02/02 0100 1150 100 Turbine/Generator Full Power
05/02/02 0200 1150 100 Turbine/Generator Full Power
05/02/02 0300 1149 100 Turbine/Generator Full Power
05/02/02 0400 1149 100 Turbine/Generator Full Power
05/02/02 0500 1151 100 Turbine/Generator Full Power
05/02/02 0600 1150 100 Turbine/Generator Full Power
05/02/02 0700 1149 100 Turbine/Generator Full Power
05/02/02 0800 1149 100 Turbine/Generator Full Power
05/02/02 0900 1149 100 Turbine/Generator Full Power
05/02/02 1000 1149 100 Turbine/Generator Full Power
05/02/02 1100 1149 100 Turbine/Generator Full Power
05/02/02 1200 1149 100 Turbine/Generator Full Power
05/02/02 1300 1149 100 Turbine/Generator Full Power
05/02/02 1400 1149 100 Turbine/Generator Full Power
05/02/02 1500 1149 100 Turbine/Generator Full Power
05/02/02 1600 1149 99.9 Turbine/Generator Full Power
05/02/02 1700 1149 100 Turbine/Generator Full Power



05/02/02 1800 1149 99.9 Turbine/Generator Full Power
05/02/02 1900 1149 99.9 Turbine/Generator Full Power
05/02/02 2000 1149 100 Turbine/Generator Full Power
05/02/02 2100 1149 99.9 Turbine/Generator Full Power
05/02/02 2200 1150 100 Turbine/Generator Full Power
05/02/02 2300 1149 100 Turbine/Generator Full Power
05/02/02 2400 1149 99.9 Turbine/Generator Full Power
05/03/02 0100 1149 100 Turbine/Generator Full Power
05/03/02 0200 1149 100 Turbine/Generator Full Power
05/03/02 0300 1149 100 Turbine/Generator Full Power
05/03/02 0400 1150 100 Turbine/Generator Full Power
05/03/02 0500 1150 100 Turbine/Generator Full Power
05/03/02 0600 1150 100 Turbine/Generator Full Power
05/03/02 0700 1150 100 Turbine/Generator Full Power
05/03/02 0800 1149 100 Turbine/Generator Full Power
05/03/02 0900 1149 100 Turbine/Generator Full Power
05/03/02 1000 1149 100 Turbine/Generator Full Power
05/03/02 1100 1149 99.9 Turbine/Generator Full Power
05/03/02 1200 1150 100 Turbine/Generator Full Power
05/03/02 1300 1149 100 Turbine/Generator Full Power
05/03/02 1400 1149 100 Turbine/Generator Full Power
05/03/02 1500 1150 100 Turbine/Generator Full Power
05/03/02 1600 1150 99.9 Turbine/Generator Full Power
05/03/02 1700 1149 99.9 Turbine/Generator Full Power
05/03/02 1800 1149 100 Turbine/Generator Full Power
05/03/02 1900 1150 100 Turbine/Generator Full Power
05/03/02 2000 1150 100 Turbine/Generator Full Power
05/03/02 2100 1150 100 Turbine/Generator Full Power
05/03/02 2200 1150 100 Turbine/Generator Full Power
05/03/02 2300 1151 100 Turbine/Generator Full Power
05/03/02 2400 1151 100 Turbine/Generator Full Power
05/04/02 0100 1151 100 Turbine/Generator Full Power
05/04/02 0200 1151 100 Turbine/Generator Full Power
05/04/02 0300 1151 100 Turbine/Generator Full Power
05/04/02 0400 1151 100 Turbine/Generator Full Power
05/04/02 0500 1151 100 Turbine/Generator Full Power
05/04/02 0600 1151 100 Turbine/Generator Full Power
05/04/02 0700 1151 100 Turbine/Generator Full Power
05/04/02 0800 1150 100 Turbine/Generator Full Power
05/04/02 0900 1150 100 Turbine/Generator Full Power
05/04/02 1000 1151 100 Turbine/Generator Full Power
05/04/02 1100 1150 100 Turbine/Generator Full Power
05/04/02 1200 1150 100 Turbine/Generator Full Power
05/04/02 1300 1150 99.9 Turbine/Generator Full Power
05/04/02 1400 1150 100 Turbine/Generator Full Power
05/04/02 1500 1150 100 Turbine/Generator Full Power
05/04/02 1600 1150 100 Turbine/Generator Full Power
05/04/02 1700 1150 100 Turbine/Generator Full Power
05/04/02 1800 1150 100 Turbine/Generator Full Power
05/04/02 1900 1151 100 Turbine/Generator Full Power
05/04/02 2000 1151 100 Turbine/Generator Full Power
05/04/02 2100 1151 100 Turbine/Generator Full Power
05/04/02 2200 1151 100 Turbine/Generator Full Power
05/04/02 2300 1151 100 Turbine/Generator Full Power
05/04/02 2400 1151 100 Turbine/Generator Full Power
05/05/02 0100 1151 100 Turbine/Generator Full Power
05/05/02 0200 1151 100 Turbine/Generator Full Power
05/05/02 0300 1152 100 Turbine/Generator Full Power



05/05/02 0400 1151 100 Turbine/Generator Full Power
05/05/02 0500 1151 100 Turbine/Generator Full Power
05/05/02 0600 1151 100 Turbine/Generator Full Power
05/05/02 0700 1151 100 Turbine/Generator Full Power
05/05/02 0800 1151 100 Turbine/Generator Full Power
05/05/02 0900 1151 100 Turbine/Generator Full Power
05/05/02 1000 1151 100 Turbine/Generator Full Power
05/05/02 1100 1151 100 Turbine/Generator Full Power
05/05/02 1200 1151 100 Turbine/Generator Full Power
05/05/02 1300 1151 100 Turbine/Generator Full Power
05/05/02 1400 1151 100 Turbine/Generator Full Power
05/05/02 1500 1151 100 Turbine/Generator Full Power
05/05/02 1600 1151 100 Turbine/Generator Full Power
05/05/02 1700 1150 99.9 Turbine/Generator Full Power
05/05/02 1800 1150 100 Turbine/Generator Full Power
05/05/02 1900 1150 100 Turbine/Generator Full Power
05/05/02 2000 1150 100 Turbine/Generator Full Power
05/05/02 2100 1150 100 Turbine/Generator Full Power
05/05/02 2200 1150 100 Turbine/Generator Full Power
05/05/02 2300 1151 100 Turbine/Generator Full Power
05/05/02 2400 1150 100 Turbine/Generator Full Power
05/06/02 0100 1151 100 Turbine/Generator Full Power
05/06/02 0200 1151 100 Turbine/Generator Full Power
05/06/02 0300 1151 100 Turbine/Generator Full Power
05/06/02 0400 1151 100 Turbine/Generator Full Power
05/06/02 0500 1150 100 Turbine/Generator Full Power
05/06/02 0600 1151 100 Turbine/Generator Full Power
05/06/02 0700 1150 100 Turbine/Generator Full Power
05/06/02 0800 1151 100 Turbine/Generator Full Power
05/06/02 0900 1150 100 Turbine/Generator Full Power
05/06/02 1000 1150 100 Turbine/Generator Full Power
05/06/02 1100 1150 100 Turbine/Generator Full Power
05/06/02 1200 1150 100 Turbine/Generator Full Power
05/06/02 1300 1150 100 Turbine/Generator Full Power
05/06/02 1400 1150 100 Turbine/Generator Full Power
05/06/02 1500 1150 100 Turbine/Generator Full Power
05/06/02 1600 1150 100 Turbine/Generator Full Power
05/06/02 1700 1151 100 Turbine/Generator Full Power
05/06/02 1800 1151 100 Turbine/Generator Full Power
05/06/02 1900 1150 100 Turbine/Generator Full Power
05/06/02 2000 1150 100 Turbine/Generator Full Power
05/06/02 2100 1150 100 Turbine/Generator Full Power
05/06/02 2200 1150 99.9 Turbine/Generator Full Power
05/06/02 2300 1150 100 Turbine/Generator Full Power
05/06/02 2400 1150 100 Turbine/Generator Full Power
05/07/02 0100 1150 99.9 Turbine/Generator Full Power
05/07/02 0200 1150 99.9 Turbine/Generator Full Power
05/07/02 0300 1150 100 Turbine/Generator Full Power
05/07/02 0400 1150 100 Turbine/Generator Full Power
05/07/02 0500 1151 100 Turbine/Generator Full Power
05/07/02 0600 1150 99.9 Turbine/Generator Full Power
05/07/02 0700 1150 100 Turbine/Generator Full Power
05/07/02 0800 1150 100 Turbine/Generator Full Power
05/07/02 0900 1150 100 Turbine/Generator Full Power
05/07/02 1000 1150 100 Turbine/Generator Full Power
05/07/02 1100 1149 99.9 Turbine/Generator Full Power
05/07/02 1200 1150 100 Turbine/Generator Full Power
05/07/02 1300 1150 100 Turbine/Generator Full Power



05/07/02 1400 1150 100 Turbine/Generator Full Power
05/07/02 1500 1150 100 Turbine/Generator Full Power
05/07/02 1600 1150 100 Turbine/Generator Full Power
05/07/02 1700 1152 100 Turbine/Generator Full Power
05/07/02 1800 1151 100 Turbine/Generator Full Power
05/07/02 1900 1151 100 Turbine/Generator Full Power
05/07/02 2000 1150 100 Turbine/Generator Full Power
05/07/02 2100 1150 100 Turbine/Generator Full Power
05/07/02 2200 1150 100 Turbine/Generator Full Power
05/07/02 2300 1150 99.9 Turbine/Generator Full Power
05/07/02 2400 1150 100 Turbine/Generator Full Power
05/08/02 0100 1150 100 Turbine/Generator Full Power
05/08/02 0200 1150 100 Turbine/Generator Full Power
05/08/02 0300 1150 99.9 Turbine/Generator Full Power
05/08/02 0400 1151 100 Turbine/Generator Full Power
05/08/02 0500 1151 100 Turbine/Generator Full Power
05/08/02 0600 1150 100 Turbine/Generator Full Power
05/08/02 0700 1150 100 Turbine/Generator Full Power
05/08/02 0800 1150 100 Turbine/Generator Full Power
05/08/02 0900 1151 100 Turbine/Generator Full Power
05/08/02 1000 1150 100 Turbine/Generator Full Power
05/08/02 1100 1150 100 Turbine/Generator Full Power
05/08/02 1200 1150 100 Turbine/Generator Full Power
05/08/02 1300 1150 100 Turbine/Generator Full Power
05/08/02 1400 1150 100 Turbine/Generator Full Power
05/08/02 1500 1150 100 Turbine/Generator Full Power
05/08/02 1600 1150 100 Turbine/Generator Full Power
05/08/02 1700 1150 100 Turbine/Generator Full Power
05/08/02 1800 1150 100 Turbine/Generator Full Power
05/08/02 1900 1150 100 Turbine/Generator Full Power
05/08/02 2000 1150 100 Turbine/Generator Full Power
05/08/02 2100 1150 100 Turbine/Generator Full Power
05/08/02 2200 1150 100 Turbine/Generator Full Power
05/08/02 2300 1150 100 Turbine/Generator Full Power
05/08/02 2400 1150 100 Turbine/Generator Full Power
05/09/02 0100 1150 99.9 Turbine/Generator Full Power
05/09/02 0200 1150 100 Turbine/Generator Full Power
05/09/02 0300 1150 100 Turbine/Generator Full Power
05/09/02 0400 1150 100 Turbine/Generator Full Power
05/09/02 0500 1150 99.9 Turbine/Generator Full Power
05/09/02 0600 1150 100 Turbine/Generator Full Power
05/09/02 0700 1151 99.9 Turbine/Generator Full Power
05/09/02 0800 1150 100 Turbine/Generator Full Power
05/09/02 0900 1150 100 Turbine/Generator Full Power
05/09/02 1000 1150 100 Turbine/Generator Full Power
05/09/02 1100 1150 100 Turbine/Generator Full Power
05/09/02 1200 1150 100 Turbine/Generator Full Power
05/09/02 1300 1150 100 Turbine/Generator Full Power
05/09/02 1400 1150 100 Turbine/Generator Full Power
05/09/02 1500 1150 100 Turbine/Generator Full Power
05/09/02 1600 1150 99.9 Turbine/Generator Full Power
05/09/02 1700 1150 100 Turbine/Generator Full Power
05/09/02 1800 1150 100 Turbine/Generator Full Power
05/09/02 1900 1150 100 Turbine/Generator Full Power
05/09/02 2000 1150 100 Turbine/Generator Full Power
05/09/02 2100 1152 100 Turbine/Generator Full Power
05/09/02 2200 1151 99.9 Turbine/Generator Full Power
05/09/02 2300 1150 100 Turbine/Generator Full Power



05/09/02 2400 1150 100 Turbine/Generator Full Power
05/10/02 0100 1150 100 Turbine/Generator Full Power
05/10/02 0200 1150 100 Turbine/Generator Full Power
05/10/02 0300 1150 100 Turbine/Generator Full Power
05/10/02 0400 1150 100 Turbine/Generator Full Power
05/10/02 0500 1149 99.9 Turbine/Generator Full Power
05/10/02 0600 1151 100 Turbine/Generator Full Power
05/10/02 0700 1150 100 Turbine/Generator Full Power
05/10/02 0800 1151 100 Turbine/Generator Full Power
05/10/02 0900 1150 100 Turbine/Generator Full Power
05/10/02 1000 1150 100 Turbine/Generator Full Power
05/10/02 1100 1150 100 Turbine/Generator Full Power
05/10/02 1200 1149 100 Turbine/Generator Full Power
05/10/02 1300 1150 100 Turbine/Generator Full Power
05/10/02 1400 1150 100 Turbine/Generator Full Power
05/10/02 1500 1149 100 Turbine/Generator Full Power
05/10/02 1600 1150 100 Turbine/Generator Full Power
05/10/02 1700 1150 100 Turbine/Generator Full Power
05/10/02 1800 1150 100 Turbine/Generator Full Power
05/10/02 1900 1150 100 Turbine/Generator Full Power
05/10/02 2000 1150 99.9 Turbine/Generator Full Power
05/10/02 2100 1150 100 Turbine/Generator Full Power
05/10/02 2200 1150 100 Turbine/Generator Full Power
05/10/02 2300 1150 99.9 Turbine/Generator Full Power
05/10/02 2400 1151 100 Turbine/Generator Full Power
05/11/02 0100 1149 99.9 Turbine/Generator Full Power
05/11/02 0200 1150 100 Turbine/Generator Full Power
05/11/02 0300 1150 99.9 Turbine/Generator Full Power
05/11/02 0400 1149 100 Turbine/Generator Full Power
05/11/02 0500 1150 100 Turbine/Generator Full Power
05/11/02 0600 1150 99.9 Turbine/Generator Full Power
05/11/02 0700 1150 100 Turbine/Generator Full Power
05/11/02 0800 1149 99.9 Turbine/Generator Full Power
05/11/02 0900 1150 99.9 Turbine/Generator Full Power
05/11/02 1000 1150 100 Turbine/Generator Full Power
05/11/02 1100 1149 99.9 Turbine/Generator Full Power
05/11/02 1200 1150 100 Turbine/Generator Full Power
05/11/02 1300 1149 100 Turbine/Generator Full Power
05/11/02 1400 1150 100 Turbine/Generator Full Power
05/11/02 1500 1150 100 Turbine/Generator Full Power
05/11/02 1600 1150 100 Turbine/Generator Full Power
05/11/02 1700 1150 100 Turbine/Generator Full Power
05/11/02 1800 1150 100 Turbine/Generator Full Power
05/11/02 1900 1150 100 Turbine/Generator Full Power
05/11/02 2000 1150 100 Turbine/Generator Full Power
05/11/02 2100 1150 100 Turbine/Generator Full Power
05/11/02 2200 1150 100 Turbine/Generator Full Power
05/11/02 2300 1150 100 Turbine/Generator Full Power
05/11/02 2400 1150 100 Turbine/Generator Full Power
05/12/02 0100 1150 100 Turbine/Generator Full Power
05/12/02 0200 1150 99.9 Turbine/Generator Full Power
05/12/02 0300 1150 100 Turbine/Generator Full Power
05/12/02 0400 1150 100 Turbine/Generator Full Power
05/12/02 0500 1149 99.9 Turbine/Generator Full Power
05/12/02 0600 1150 99.9 Turbine/Generator Full Power
05/12/02 0700 1151 100 Turbine/Generator Full Power
05/12/02 0800 1151 100 Turbine/Generator Full Power
05/12/02 0900 1151 100 Turbine/Generator Full Power



05/12/02 1000 1150 100 Turbine/Generator Full Power
05/12/02 1100 1150 100 Turbine/Generator Full Power
05/12/02 1200 1150 100 Turbine/Generator Full Power
05/12/02 1300 1150 99.9 Turbine/Generator Full Power
05/12/02 1400 1150 99.9 Turbine/Generator Full Power
05/12/02 1500 1150 100 Turbine/Generator Full Power
05/12/02 1600 1150 100 Turbine/Generator Full Power
05/12/02 1700 1150 100 Turbine/Generator Full Power
05/12/02 1800 1150 100 Turbine/Generator Full Power
05/12/02 1900 1150 100 Turbine/Generator Full Power
05/12/02 2000 1150 100 Turbine/Generator Full Power
05/12/02 2100 1150 100 Turbine/Generator Full Power
05/12/02 2200 1151 100 Turbine/Generator Full Power
05/12/02 2300 1151 100 Turbine/Generator Full Power
05/12/02 2400 1150 99.9 Turbine/Generator Full Power
05/13/02 0100 1150 99.9 Turbine/Generator Full Power
05/13/02 0200 1150 100 Turbine/Generator Full Power
05/13/02 0300 1150 100 Turbine/Generator Full Power
05/13/02 0400 1150 100 Turbine/Generator Full Power
05/13/02 0500 1150 100 Turbine/Generator Full Power
05/13/02 0600 1150 99.9 Turbine/Generator Full Power
05/13/02 0700 1150 100 Turbine/Generator Full Power
05/13/02 0800 1150 100 Turbine/Generator Full Power
05/13/02 0900 1150 100 Turbine/Generator Full Power
05/13/02 1000 1151 100 Turbine/Generator Full Power
05/13/02 1100 1151 100 Turbine/Generator Full Power
05/13/02 1200 1151 100 Turbine/Generator Full Power
05/13/02 1300 1151 100 Turbine/Generator Full Power
05/13/02 1400 1151 100 Turbine/Generator Full Power
05/13/02 1500 1151 100 Turbine/Generator Full Power
05/13/02 1600 1151 100 Turbine/Generator Full Power
05/13/02 1700 1151 100 Turbine/Generator Full Power
05/13/02 1800 1151 100 Turbine/Generator Full Power
05/13/02 1900 1151 100 Turbine/Generator Full Power
05/13/02 2000 1151 100 Turbine/Generator Full Power
05/13/02 2100 1151 100 Turbine/Generator Full Power
05/13/02 2200 1150 100 Turbine/Generator Full Power
05/13/02 2300 1150 100 Turbine/Generator Full Power
05/13/02 2400 1150 100 Turbine/Generator Full Power
05/14/02 0100 1151 100 Turbine/Generator Full Power
05/14/02 0200 1152 100 Turbine/Generator Full Power
05/14/02 0300 1151 100 Turbine/Generator Full Power
05/14/02 0400 1151 99.9 Turbine/Generator Full Power
05/14/02 0500 1150 100 Turbine/Generator Full Power
05/14/02 0600 1150 100 Turbine/Generator Full Power
05/14/02 0700 1150 99.9 Turbine/Generator Full Power
05/14/02 0800 1150 100 Turbine/Generator Full Power
05/14/02 0900 1150 100 Turbine/Generator Full Power
05/14/02 1000 1150 100 Turbine/Generator Full Power
05/14/02 1100 1150 100 Turbine/Generator Full Power
05/14/02 1200 1150 100 Turbine/Generator Full Power
05/14/02 1300 1150 100 Turbine/Generator Full Power
05/14/02 1400 1150 100 Turbine/Generator Full Power
05/14/02 1500 1150 100 Turbine/Generator Full Power
05/14/02 1600 1150 100 Turbine/Generator Full Power
05/14/02 1700 1151 100 Turbine/Generator Full Power
05/14/02 1800 1151 100 Turbine/Generator Full Power
05/14/02 1900 1151 100 Turbine/Generator Full Power



05/14/02 2000 1150 100 Turbine/Generator Full Power
05/14/02 2100 1150 100 Turbine/Generator Full Power
05/14/02 2200 1150 100 Turbine/Generator Full Power
05/14/02 2300 1150 100 Turbine/Generator Full Power
05/14/02 2400 1151 100 Turbine/Generator Full Power
05/15/02 0100 1151 100 Turbine/Generator Full Power
05/15/02 0200 1150 100 Turbine/Generator Full Power
05/15/02 0300 1149 99.9 Turbine/Generator Full Power
05/15/02 0400 1150 100 Turbine/Generator Full Power
05/15/02 0500 1150 100 Turbine/Generator Full Power
05/15/02 0600 1150 100 Turbine/Generator Full Power
05/15/02 0700 1150 100 Turbine/Generator Full Power
05/15/02 0800 1151 100 Turbine/Generator Full Power
05/15/02 0900 1151 100 Turbine/Generator Full Power
05/15/02 1000 1151 100 Turbine/Generator Full Power
05/15/02 1100 1151 100 Turbine/Generator Full Power
05/15/02 1200 1151 100 Turbine/Generator Full Power
05/15/02 1300 1150 100 Turbine/Generator Full Power
05/15/02 1400 1151 100 Turbine/Generator Full Power
05/15/02 1500 1151 100 Turbine/Generator Full Power
05/15/02 1600 1151 100 Turbine/Generator Full Power
05/15/02 1700 1151 100 Turbine/Generator Full Power
05/15/02 1800 1151 100 Turbine/Generator Full Power
05/15/02 1900 1151 100 Turbine/Generator Full Power
05/15/02 2000 1150 99.9 Turbine/Generator Full Power
05/15/02 2100 1150 100 Turbine/Generator Full Power
05/15/02 2200 1150 100 Turbine/Generator Full Power
05/15/02 2300 1150 100 Turbine/Generator Full Power
05/15/02 2400 1150 100 Turbine/Generator Full Power
05/16/02 0100 1150 100 Turbine/Generator Full Power
05/16/02 0200 1150 100 Turbine/Generator Full Power
05/16/02 0300 1150 99.9 Turbine/Generator Full Power
05/16/02 0400 1150 100 Turbine/Generator Full Power
05/16/02 0500 1150 100 Turbine/Generator Full Power
05/16/02 0600 1150 100 Turbine/Generator Full Power
05/16/02 0700 1150 100 Turbine/Generator Full Power
05/16/02 0800 1150 100 Turbine/Generator Full Power
05/16/02 0900 1150 100 Turbine/Generator Full Power
05/16/02 1000 1150 100 Turbine/Generator Full Power
05/16/02 1100 1150 100 Turbine/Generator Full Power
05/16/02 1200 1150 100 Turbine/Generator Full Power
05/16/02 1300 1150 100 Turbine/Generator Full Power
05/16/02 1400 1150 100 Turbine/Generator Full Power
05/16/02 1500 1150 100 Turbine/Generator Full Power
05/16/02 1600 1149 100 Turbine/Generator Full Power
05/16/02 1700 1150 100 Turbine/Generator Full Power
05/16/02 1800 1150 100 Turbine/Generator Full Power
05/16/02 1900 1150 100 Turbine/Generator Full Power
05/16/02 2000 1150 100 Turbine/Generator Full Power
05/16/02 2100 1150 100 Turbine/Generator Full Power
05/16/02 2200 1150 100 Turbine/Generator Full Power
05/16/02 2300 1150 99.9 Turbine/Generator Full Power
05/16/02 2400 1150 100 Turbine/Generator Full Power
05/17/02 0100 1150 100 Turbine/Generator Full Power
05/17/02 0200 1151 100 Turbine/Generator Full Power
05/17/02 0300 1150 100 Turbine/Generator Full Power
05/17/02 0400 1150 100 Turbine/Generator Full Power
05/17/02 0500 1150 100 Turbine/Generator Full Power



05/17/02 0600 1149 99.9 Turbine/Generator Full Power
05/17/02 0700 1150 99.9 Turbine/Generator Full Power
05/17/02 0800 1150 100 Turbine/Generator Full Power
05/17/02 0900 1150 100 Turbine/Generator Full Power
05/17/02 1000 1150 99.9 Turbine/Generator Full Power
05/17/02 1100 1150 100 Turbine/Generator Full Power
05/17/02 1200 1150 100 Turbine/Generator Full Power
05/17/02 1300 1150 100 Turbine/Generator Full Power
05/17/02 1400 1150 100 Turbine/Generator Full Power
05/17/02 1500 1150 100 Turbine/Generator Full Power
05/17/02 1600 1150 99.9 Turbine/Generator Full Power
05/17/02 1700 1149 100 Turbine/Generator Full Power
05/17/02 1800 1150 100 Turbine/Generator Full Power
05/17/02 1900 1150 100 Turbine/Generator Full Power
05/17/02 2000 1150 100 Turbine/Generator Full Power
05/17/02 2100 1150 100 Turbine/Generator Full Power
05/17/02 2200 1149 99.9 Turbine/Generator Full Power
05/17/02 2300 1150 100 Turbine/Generator Full Power
05/17/02 2400 1149 99.9 Turbine/Generator Full Power
05/18/02 0100 1150 100 Turbine/Generator Full Power
05/18/02 0200 1150 100 Turbine/Generator Full Power
05/18/02 0300 1150 100 Turbine/Generator Full Power
05/18/02 0400 1150 100 Turbine/Generator Full Power
05/18/02 0500 1150 100 Turbine/Generator Full Power
05/18/02 0600 1150 100 Turbine/Generator Full Power
05/18/02 0700 1151 99.9 Turbine/Generator Full Power
05/18/02 0800 1150 100 Turbine/Generator Full Power
05/18/02 0900 1150 100 Turbine/Generator Full Power
05/18/02 1000 1150 99.9 Turbine/Generator Full Power
05/18/02 1100 1150 99.9 Turbine/Generator Full Power
05/18/02 1200 1150 99.9 Turbine/Generator Full Power
05/18/02 1300 1149 100 Turbine/Generator Full Power
05/18/02 1400 1150 100 Turbine/Generator Full Power
05/18/02 1500 1150 99.9 Turbine/Generator Full Power
05/18/02 1600 1150 100 Turbine/Generator Full Power
05/18/02 1700 1149 100 Turbine/Generator Full Power
05/18/02 1800 1149 99.9 Turbine/Generator Full Power
05/18/02 1900 1150 100 Turbine/Generator Full Power
05/18/02 2000 1149 99.9 Turbine/Generator Full Power
05/18/02 2100 1149 99.9 Turbine/Generator Full Power
05/18/02 2200 1149 100 Turbine/Generator Full Power
05/18/02 2300 1150 99.9 Turbine/Generator Full Power
05/18/02 2400 1149 99.9 Turbine/Generator Full Power
05/19/02 0100 1149 99.9 Turbine/Generator Full Power
05/19/02 0200 1148 99.9 Turbine/Generator Full Power
05/19/02 0300 1148 99.9 Turbine/Generator Full Power
05/19/02 0400 1149 99.9 Turbine/Generator Full Power
05/19/02 0500 1149 99.9 Turbine/Generator Full Power
05/19/02 0600 1150 99.9 Turbine/Generator Full Power
05/19/02 0700 1149 99 Turbine/Generator Full Power
05/19/02 0800 1149 99.9 Turbine/Generator Full Power
05/19/02 0900 1149 99.9 Turbine/Generator Full Power
05/19/02 1000 1149 99.9 Turbine/Generator Full Power
05/19/02 1100 1149 99.9 Turbine/Generator Full Power
05/19/02 1200 1149 100 Turbine/Generator Full Power
05/19/02 1300 1148 100 Turbine/Generator Full Power
05/19/02 1400 1149 99.9 Turbine/Generator Full Power
05/19/02 1500 1149 100 Turbine/Generator Full Power



05/19/02 1600 1149 100 Turbine/Generator Full Power
05/19/02 1700 1149 100 Turbine/Generator Full Power
05/19/02 1800 1149 100 Turbine/Generator Full Power
05/19/02 1900 1149 100 Turbine/Generator Full Power
05/19/02 2000 1149 100 Turbine/Generator Full Power
05/19/02 2100 1150 100 Turbine/Generator Full Power
05/19/02 2200 1149 100 Turbine/Generator Full Power
05/19/02 2300 1149 100 Turbine/Generator Full Power
05/19/02 2400 1149 100 Turbine/Generator Full Power
05/20/02 0100 1149 100 Turbine/Generator Full Power
05/20/02 0200 1149 99.9 Turbine/Generator Full Power
05/20/02 0300 1148 100 Turbine/Generator Full Power
05/20/02 0400 1148 99.9 Turbine/Generator Full Power
05/20/02 0500 1149 99.9 Turbine/Generator Full Power
05/20/02 0600 1149 99.9 Turbine/Generator Full Power
05/20/02 0700 1149 99.9 Turbine/Generator Full Power
05/20/02 0800 1149 100 Turbine/Generator Full Power
05/20/02 0900 1149 99.9 Turbine/Generator Full Power
05/20/02 1000 1149 99.9 Turbine/Generator Full Power
05/20/02 1100 1149 100 Turbine/Generator Full Power
05/20/02 1200 1149 99.9 Turbine/Generator Full Power
05/20/02 1300 1149 99.9 Turbine/Generator Full Power
05/20/02 1400 1149 100 Turbine/Generator Full Power
05/20/02 1500 1150 99.9 Turbine/Generator Full Power
05/20/02 1600 1149 100 Turbine/Generator Full Power
05/20/02 1700 1149 99.9 Turbine/Generator Full Power
05/20/02 1800 1149 100 Turbine/Generator Full Power
05/20/02 1900 1149 99.9 Turbine/Generator Full Power
05/20/02 2000 1149 100 Turbine/Generator Full Power
05/20/02 2100 1149 100 Turbine/Generator Full Power
05/20/02 2200 1149 100 Turbine/Generator Full Power
05/20/02 2300 1149 99.9 Turbine/Generator Full Power
05/20/02 2400 1149 100 Turbine/Generator Full Power
05/21/02 0100 1149 100 Turbine/Generator Full Power
05/21/02 0200 1149 100 Turbine/Generator Full Power
05/21/02 0300 1149 100 Turbine/Generator Full Power
05/21/02 0400 1149 100 Turbine/Generator Full Power
05/21/02 0500 1149 100 Turbine/Generator Full Power
05/21/02 0600 1149 100 Turbine/Generator Full Power
05/21/02 0700 1149 100 Turbine/Generator Full Power
05/21/02 0800 1150 100 Turbine/Generator Full Power
05/21/02 0900 1150 100 Turbine/Generator Full Power
05/21/02 1000 1151 100 Turbine/Generator Full Power
05/21/02 1100 1151 100 Turbine/Generator Full Power
05/21/02 1200 1150 100 Turbine/Generator Full Power
05/21/02 1300 1149 100 Turbine/Generator Full Power
05/21/02 1400 1150 100 Turbine/Generator Full Power
05/21/02 1500 1149 100 Turbine/Generator Full Power
05/21/02 1600 1150 100 Turbine/Generator Full Power
05/21/02 1700 1150 100 Turbine/Generator Full Power
05/21/02 1800 1149 100 Turbine/Generator Full Power
05/21/02 1900 1149 100 Turbine/Generator Full Power
05/21/02 2000 1149 100 Turbine/Generator Full Power
05/21/02 2100 1149 100 Turbine/Generator Full Power
05/21/02 2200 1149 100 Turbine/Generator Full Power
05/21/02 2300 1149 100 Turbine/Generator Full Power
05/21/02 2400 1150 100 Turbine/Generator Full Power
05/22/02 0100 1150 100 Turbine/Generator Full Power



05/22/02 0200 1150 100 Turbine/Generator Full Power
05/22/02 0300 1150 100 Turbine/Generator Full Power
05/22/02 0400 1150 100 Turbine/Generator Full Power
05/22/02 0500 1150 100 Turbine/Generator Full Power
05/22/02 0600 1150 100 Turbine/Generator Full Power
05/22/02 0700 1150 100 Turbine/Generator Full Power
05/22/02 0800 1151 100 Turbine/Generator Full Power
05/22/02 0900 1151 100 Turbine/Generator Full Power
05/22/02 1000 1151 100 Turbine/Generator Full Power
05/22/02 1100 1149 100 Turbine/Generator Full Power
05/22/02 1200 1149 100 Turbine/Generator Full Power
05/22/02 1300 1150 100 Turbine/Generator Full Power
05/22/02 1400 1150 100 Turbine/Generator Full Power
05/22/02 1500 1149 100 Turbine/Generator Full Power
05/22/02 1600 1150 99.9 Turbine/Generator Full Power
05/22/02 1700 1151 100 Turbine/Generator Full Power
05/22/02 1800 1150 100 Turbine/Generator Full Power
05/22/02 1900 1150 100 Turbine/Generator Full Power
05/22/02 2000 1150 100 Turbine/Generator Full Power
05/22/02 2100 1150 100 Turbine/Generator Full Power
05/22/02 2200 1150 100 Turbine/Generator Full Power
05/22/02 2300 1151 100 Turbine/Generator Full Power
05/22/02 2400 1151 100 Turbine/Generator Full Power
05/23/02 0100 1150 100 Turbine/Generator Full Power
05/23/02 0200 1150 100 Turbine/Generator Full Power
05/23/02 0300 1150 100 Turbine/Generator Full Power
05/23/02 0400 1150 100 Turbine/Generator Full Power
05/23/02 0500 1150 100 Turbine/Generator Full Power
05/23/02 0600 1151 100 Turbine/Generator Full Power
05/23/02 0700 1151 100 Turbine/Generator Full Power
05/23/02 0800 1150 100 Turbine/Generator Full Power
05/23/02 0900 1150 100 Turbine/Generator Full Power
05/23/02 1000 1150 100 Turbine/Generator Full Power
05/23/02 1100 1150 100 Turbine/Generator Full Power
05/23/02 1200 1150 100 Turbine/Generator Full Power
05/23/02 1300 1150 100 Turbine/Generator Full Power
05/23/02 1400 1150 100 Turbine/Generator Full Power
05/23/02 1500 1150 100 Turbine/Generator Full Power
05/23/02 1600 1150 100 Turbine/Generator Full Power
05/23/02 1700 1150 100 Turbine/Generator Full Power
05/23/02 1800 1151 100 Turbine/Generator Full Power
05/23/02 1900 1150 100 Turbine/Generator Full Power
05/23/02 2000 1150 99.9 Turbine/Generator Full Power
05/23/02 2100 1150 100 Turbine/Generator Full Power
05/23/02 2200 1150 100 Turbine/Generator Full Power
05/23/02 2300 1149 100 Turbine/Generator Full Power
05/23/02 2400 1150 100 Turbine/Generator Full Power
05/24/02 0100 1149 100 Turbine/Generator Full Power
05/24/02 0200 1150 100 Turbine/Generator Full Power
05/24/02 0300 1150 100 Turbine/Generator Full Power
05/24/02 0400 1150 100 Turbine/Generator Full Power
05/24/02 0500 1150 100 Turbine/Generator Full Power
05/24/02 0600 1150 100 Turbine/Generator Full Power
05/24/02 0700 1150 100 Turbine/Generator Full Power
05/24/02 0800 1150 100 Turbine/Generator Full Power
05/24/02 0900 1151 100 Turbine/Generator Full Power
05/24/02 1000 1150 100 Turbine/Generator Full Power
05/24/02 1100 1151 100 Turbine/Generator Full Power



05/24/02 1200 1151 100 Turbine/Generator Full Power
05/24/02 1300 1150 100 Turbine/Generator Full Power
05/24/02 1400 1150 100 Turbine/Generator Full Power
05/24/02 1500 1151 100 Turbine/Generator Full Power
05/24/02 1600 1151 100 Turbine/Generator Full Power
05/24/02 1700 1151 100 Turbine/Generator Full Power
05/24/02 1800 1150 100 Turbine/Generator Full Power
05/24/02 1900 1150 99.9 Turbine/Generator Full Power
05/24/02 2000 1149 100 Turbine/Generator Full Power
05/24/02 2100 1149 100 Turbine/Generator Full Power
05/24/02 2200 1149 100 Turbine/Generator Full Power
05/24/02 2300 1150 100 Turbine/Generator Full Power
05/24/02 2400 1150 100 Turbine/Generator Full Power
05/25/02 0100 1149 100 Turbine/Generator Full Power
05/25/02 0200 1150 100 Turbine/Generator Full Power
05/25/02 0300 1150 100 Turbine/Generator Full Power
05/25/02 0400 1150 100 Turbine/Generator Full Power
05/25/02 0500 1150 100 Turbine/Generator Full Power
05/25/02 0600 1150 100 Turbine/Generator Full Power
05/25/02 0700 1150 100 Turbine/Generator Full Power
05/25/02 0800 1150 100 Turbine/Generator Full Power
05/25/02 0900 1150 100 Turbine/Generator Full Power
05/25/02 1000 1149 100 Turbine/Generator Full Power
05/25/02 1100 1148 100 Turbine/Generator Full Power
05/25/02 1200 1149 100 Turbine/Generator Full Power
05/25/02 1300 1148 100 Turbine/Generator Full Power
05/25/02 1400 1149 100 Turbine/Generator Full Power
05/25/02 1500 1148 100 Turbine/Generator Full Power
05/25/02 1600 1148 100 Turbine/Generator Full Power
05/25/02 1700 1147 99.9 Turbine/Generator Full Power
05/25/02 1800 1149 100 Turbine/Generator Full Power
05/25/02 1900 1149 100 Turbine/Generator Full Power
05/25/02 2000 1148 100 Turbine/Generator Full Power
05/25/02 2100 1149 100 Turbine/Generator Full Power
05/25/02 2200 1148 100 Turbine/Generator Full Power
05/25/02 2300 1149 100 Turbine/Generator Full Power
05/25/02 2400 1148 100 Turbine/Generator Full Power
05/26/02 0100 1148 99.9 Turbine/Generator Full Power
05/26/02 0200 1148 100 Turbine/Generator Full Power
05/26/02 0300 1148 100 Turbine/Generator Full Power
05/26/02 0400 1148 100 Turbine/Generator Full Power
05/26/02 0500 1146 100 Turbine/Generator Full Power
05/26/02 0600 1145 100 Turbine/Generator Full Power
05/26/02 0700 1145 100 Turbine/Generator Full Power
05/26/02 0800 1145 100 Turbine/Generator Full Power
05/26/02 0900 1145 100 Turbine/Generator Full Power
05/26/02 1000 1145 100 Turbine/Generator Full Power
05/26/02 1100 1145 100 Turbine/Generator Full Power
05/26/02 1200 1145 100 Turbine/Generator Full Power
05/26/02 1300 1145 100 Turbine/Generator Full Power
05/26/02 1400 1146 100 Turbine/Generator Full Power
05/26/02 1500 1147 99.9 Turbine/Generator Full Power
05/26/02 1600 1147 99.9 Turbine/Generator Full Power
05/26/02 1700 1147 100 Turbine/Generator Full Power
05/26/02 1800 1147 100 Turbine/Generator Full Power
05/26/02 1900 1147 100 Turbine/Generator Full Power
05/26/02 2000 1148 99.9 Turbine/Generator Full Power
05/26/02 2100 1146 100 Turbine/Generator Full Power



05/26/02 2200 1146 100 Turbine/Generator Full Power
05/26/02 2300 1145 100 Turbine/Generator Full Power
05/26/02 2400 1146 100 Turbine/Generator Full Power
05/27/02 0100 1145 100 Turbine/Generator Full Power
05/27/02 0200 1145 100 Turbine/Generator Full Power
05/27/02 0300 1145 100 Turbine/Generator Full Power
05/27/02 0400 1145 100 Turbine/Generator Full Power
05/27/02 0500 1145 100 Turbine/Generator Full Power
05/27/02 0600 1145 100 Turbine/Generator Full Power
05/27/02 0700 1145 100 Turbine/Generator Full Power
05/27/02 0800 1145 100 Turbine/Generator Full Power
05/27/02 0900 1145 100 Turbine/Generator Full Power
05/27/02 1000 1145 100 Turbine/Generator Full Power
05/27/02 1100 1145 100 Turbine/Generator Full Power
05/27/02 1200 1145 100 Turbine/Generator Full Power
05/27/02 1300 1145 100 Turbine/Generator Full Power
05/27/02 1400 1145 100 Turbine/Generator Full Power
05/27/02 1500 1145 100 Turbine/Generator Full Power
05/27/02 1600 1145 100 Turbine/Generator Full Power
05/27/02 1700 1145 100 Turbine/Generator Full Power
05/27/02 1800 1145 100 Turbine/Generator Full Power
05/27/02 1900 1145 100 Turbine/Generator Full Power
05/27/02 2000 1145 100 Turbine/Generator Full Power
05/27/02 2100 1146 100 Turbine/Generator Full Power
05/27/02 2200 1146 100 Turbine/Generator Full Power
05/27/02 2300 1146 100 Turbine/Generator Full Power
05/27/02 2400 1146 100 Turbine/Generator Full Power
05/28/02 0100 1146 100 Turbine/Generator Full Power
05/28/02 0200 1145 100 Turbine/Generator Full Power
05/28/02 0300 1145 100 Turbine/Generator Full Power
05/28/02 0400 1146 100 Turbine/Generator Full Power
05/28/02 0500 1146 100 Turbine/Generator Full Power
05/28/02 0600 1145 100 Turbine/Generator Full Power
05/28/02 0700 1145 100 Turbine/Generator Full Power
05/28/02 0800 1146 100 Turbine/Generator Full Power
05/28/02 0900 1146 100 Turbine/Generator Full Power
05/28/02 1000 1146 100 Turbine/Generator Full Power
05/28/02 1100 1146 99.9 Turbine/Generator Full Power
05/28/02 1200 1146 100 Turbine/Generator Full Power
05/28/02 1300 1146 100 Turbine/Generator Full Power
05/28/02 1400 1146 100 Turbine/Generator Full Power
05/28/02 1500 1149 99.9 Turbine/Generator Full Power
05/28/02 1600 1149 99.9 Turbine/Generator Full Power
05/28/02 1700 1150 99.9 Turbine/Generator Full Power
05/28/02 1800 1150 99.9 Turbine/Generator Full Power
05/28/02 1900 1150 99.9 Turbine/Generator Full Power
05/28/02 2000 1150 99.9 Turbine/Generator Full Power
05/28/02 2100 1151 100 Turbine/Generator Full Power
05/28/02 2200 1151 100 Turbine/Generator Full Power
05/28/02 2300 1149 100.1 Turbine/Generator Full Power
05/28/02 2400 1151 100 Turbine/Generator Full Power
05/29/02 0100 1151 99.9 Turbine/Generator Full Power
05/29/02 0200 1151 100 Turbine/Generator Full Power
05/29/02 0300 1151 100 Turbine/Generator Full Power
05/29/02 0400 1149 100 Turbine/Generator Full Power
05/29/02 0500 1150 100 Turbine/Generator Full Power
05/29/02 0600 1150 100 Turbine/Generator Full Power
05/29/02 0700 1150 100 Turbine/Generator Full Power



05/29/02 0800 1150 100 Turbine/Generator Full Power
05/29/02 0900 1150 99.9 Turbine/Generator Full Power
05/29/02 1000 1150 99.9 Turbine/Generator Full Power
05/29/02 1100 1150 99.9 Turbine/Generator Full Power
05/29/02 1200 1150 99.9 Turbine/Generator Full Power
05/29/02 1300 1150 99.9 Turbine/Generator Full Power
05/29/02 1400 1150 99.9 Turbine/Generator Full Power
05/29/02 1500 1150 99.9 Turbine/Generator Full Power
05/29/02 1600 1150 100 Turbine/Generator Full Power
05/29/02 1700 1150 100 Turbine/Generator Full Power
05/29/02 1800 1150 99.9 Turbine/Generator Full Power
05/29/02 1900 1150 100 Turbine/Generator Full Power
05/29/02 2000 1150 100 Turbine/Generator Full Power
05/29/02 2100 1151 100 Turbine/Generator Full Power
05/29/02 2200 1151 100 Turbine/Generator Full Power
05/29/02 2300 1150 100 Turbine/Generator Full Power
05/29/02 2400 1151 100 Turbine/Generator Full Power
05/30/02 0100 1151 100 Turbine/Generator Full Power
05/30/02 0200 1150 100 Turbine/Generator Full Power
05/30/02 0300 1150 100 Turbine/Generator Full Power
05/30/02 0400 1150 100 Turbine/Generator Full Power
05/30/02 0500 1150 100 Turbine/Generator Full Power
05/30/02 0600 1150 100 Turbine/Generator Full Power
05/30/02 0700 1150 100 Turbine/Generator Full Power
05/30/02 0800 1150 99.9 Turbine/Generator Full Power
05/30/02 0900 1150 99.9 Turbine/Generator Full Power
05/30/02 1000 1149 100 Turbine/Generator Full Power
05/30/02 1100 1149 100 Turbine/Generator Full Power
05/30/02 1200 1149 100 Turbine/Generator Full Power
05/30/02 1300 1149 100 Turbine/Generator Full Power
05/30/02 1400 1149 100 Turbine/Generator Full Power
05/30/02 1500 1149 100 Turbine/Generator Full Power
05/30/02 1600 1149 100 Turbine/Generator Full Power
05/30/02 1700 1149 100 Turbine/Generator Full Power
05/30/02 1800 1149 100 Turbine/Generator Full Power
05/30/02 1900 1149 100 Turbine/Generator Full Power
05/30/02 2000 1149 100 Turbine/Generator Full Power
05/30/02 2100 1149 100 Turbine/Generator Full Power
05/30/02 2200 1150 100 Turbine/Generator Full Power
05/30/02 2300 1150 100 Turbine/Generator Full Power
05/30/02 2400 1150 100 Turbine/Generator Full Power
05/31/02 0100 1150 100 Turbine/Generator Full Power
05/31/02 0200 1150 100 Turbine/Generator Full Power
05/31/02 0300 1150 100 Turbine/Generator Full Power
05/31/02 0400 1149 100 Turbine/Generator Full Power
05/31/02 0500 1149 100 Turbine/Generator Full Power
05/31/02 0600 1149 100 Turbine/Generator Full Power
05/31/02 0700 1149 100 Turbine/Generator Full Power
05/31/02 0800 1149 100 Turbine/Generator Full Power
05/31/02 0900 1148 100 Turbine/Generator Full Power
05/31/02 1000 1149 100 Turbine/Generator Full Power
05/31/02 1100 1148 100 Turbine/Generator Full Power
05/31/02 1200 1149 100 Turbine/Generator Full Power
05/31/02 1300 1149 100 Turbine/Generator Full Power
05/31/02 1400 1149 100 Turbine/Generator Full Power
05/31/02 1500 1149 100 Turbine/Generator Full Power
05/31/02 1600 1149 100 Turbine/Generator Full Power
05/31/02 1700 1149 100 Turbine/Generator Full Power



05/31/02 1800 1149 100 Turbine/Generator Full Power
05/31/02 1900 1149 100 Turbine/Generator Full Power
05/31/02 2000 1150 100 Turbine/Generator Full Power
05/31/02 2100 1150 100 Turbine/Generator Full Power
05/31/02 2200 1150 100 Turbine/Generator Full Power
05/31/02 2300 1150 100 Turbine/Generator Full Power
05/31/02 2400 1150 100 Turbine/Generator Full Power
06/01/02 0100 1150 100 Turbine/Generator Full Power
06/01/02 0200 1150 100 Turbine/Generator Full Power
06/01/02 0300 1150 100 Turbine/Generator Full Power
06/01/02 0400 1150 100 Turbine/Generator Full Power
06/01/02 0500 1150 100 Turbine/Generator Full Power
06/01/02 0600 1150 100 Turbine/Generator Full Power
06/01/02 0700 1150 100 Turbine/Generator Full Power
06/01/02 0800 1149 100 Turbine/Generator Full Power
06/01/02 0900 1149 100 Turbine/Generator Full Power
06/01/02 1000 1150 100 Turbine/Generator Full Power
06/01/02 1100 1149 99.9 Turbine/Generator Full Power
06/01/02 1200 1149 100 Turbine/Generator Full Power
06/01/02 1300 1149 100 Turbine/Generator Full Power
06/01/02 1400 1148 100 Turbine/Generator Full Power
06/01/02 1500 1149 100 Turbine/Generator Full Power
06/01/02 1600 1149 100 Turbine/Generator Full Power
06/01/02 1700 1149 100 Turbine/Generator Full Power
06/01/02 1800 1149 100 Turbine/Generator Full Power
06/01/02 1900 1149 100 Turbine/Generator Full Power
06/01/02 2000 1150 100 Turbine/Generator Full Power
06/01/02 2100 1149 100 Turbine/Generator Full Power
06/01/02 2200 1149 100 Turbine/Generator Full Power
06/01/02 2300 1150 100 Turbine/Generator Full Power
06/01/02 2400 1150 100 Turbine/Generator Full Power
06/02/02 0100 1150 100 Turbine/Generator Full Power
06/02/02 0200 1149 100 Turbine/Generator Full Power
06/02/02 0300 1149 100 Turbine/Generator Full Power
06/02/02 0400 1150 100 Turbine/Generator Full Power
06/02/02 0500 1149 100 Turbine/Generator Full Power
06/02/02 0600 1149 99.9 Turbine/Generator Full Power
06/02/02 0700 1149 99.9 Turbine/Generator Full Power
06/02/02 0800 1149 99.9 Turbine/Generator Full Power
06/02/02 0900 1149 100 Turbine/Generator Full Power
06/02/02 1000 1149 100 Turbine/Generator Full Power
06/02/02 1100 1149 100 Turbine/Generator Full Power
06/02/02 1200 1149 100 Turbine/Generator Full Power
06/02/02 1300 1149 99.9 Turbine/Generator Full Power
06/02/02 1400 1149 100 Turbine/Generator Full Power
06/02/02 1500 1149 100 Turbine/Generator Full Power
06/02/02 1600 1149 100 Turbine/Generator Full Power
06/02/02 1700 1149 99.9 Turbine/Generator Full Power
06/02/02 1800 1149 100 Turbine/Generator Full Power
06/02/02 1900 1149 100 Turbine/Generator Full Power
06/02/02 2000 1149 100 Turbine/Generator Full Power
06/02/02 2100 1150 99.9 Turbine/Generator Full Power
06/02/02 2200 1150 100 Turbine/Generator Full Power
06/02/02 2300 1150 100 Turbine/Generator Full Power
06/02/02 2400 1150 100 Turbine/Generator Full Power
06/03/02 0100 1150 99.9 Turbine/Generator Full Power
06/03/02 0200 1150 100 Turbine/Generator Full Power
06/03/02 0300 1150 100 Turbine/Generator Full Power



06/03/02 0400 1150 99.9 Turbine/Generator Full Power
06/03/02 0500 1150 100 Turbine/Generator Full Power
06/03/02 0600 1150 100 Turbine/Generator Full Power
06/03/02 0700 1150 99.9 Turbine/Generator Full Power
06/03/02 0800 1150 100 Turbine/Generator Full Power
06/03/02 0900 1150 100 Turbine/Generator Full Power
06/03/02 1000 1150 99.9 Turbine/Generator Full Power
06/03/02 1100 1150 100 Turbine/Generator Full Power
06/03/02 1200 1149 99.9 Turbine/Generator Full Power
06/03/02 1300 1149 100 Turbine/Generator Full Power
06/03/02 1400 1149 100 Turbine/Generator Full Power
06/03/02 1500 1147 100 Turbine/Generator Full Power
06/03/02 1600 1147 100 Turbine/Generator Full Power
06/03/02 1700 1148 100 Turbine/Generator Full Power
06/03/02 1800 1147 100 Turbine/Generator Full Power
06/03/02 1900 1147 100 Turbine/Generator Full Power
06/03/02 2000 1147 100 Turbine/Generator Full Power
06/03/02 2100 1147 100 Turbine/Generator Full Power
06/03/02 2200 1147 100 Turbine/Generator Full Power
06/03/02 2300 1147 100 Turbine/Generator Full Power
06/03/02 2400 1147 100 Turbine/Generator Full Power
06/04/02 0100 1146 100 Turbine/Generator Full Power
06/04/02 0200 1146 100 Turbine/Generator Full Power
06/04/02 0300 1146 100 Turbine/Generator Full Power
06/04/02 0400 1146 99.9 Turbine/Generator Full Power
06/04/02 0500 1146 100 Turbine/Generator Full Power
06/04/02 0600 1146 100 Turbine/Generator Full Power
06/04/02 0700 1147 100 Turbine/Generator Full Power
06/04/02 0800 1146 99.9 Turbine/Generator Full Power
06/04/02 0900 1146 100 Turbine/Generator Full Power
06/04/02 1000 1145 100 Turbine/Generator Full Power
06/04/02 1100 1146 100 Turbine/Generator Full Power
06/04/02 1200 1145 100 Turbine/Generator Full Power
06/04/02 1300 1145 99.9 Turbine/Generator Full Power
06/04/02 1400 1146 99.9 Turbine/Generator Full Power
06/04/02 1500 1146 100 Turbine/Generator Full Power
06/04/02 1600 1146 99.9 Turbine/Generator Full Power
06/04/02 1700 1147 99.9 Turbine/Generator Full Power
06/04/02 1800 1145 99.9 Turbine/Generator Full Power
06/04/02 1900 1146 99.9 Turbine/Generator Full Power
06/04/02 2000 1146 100 Turbine/Generator Full Power
06/04/02 2100 1146 100 Turbine/Generator Full Power
06/04/02 2200 1146 100 Turbine/Generator Full Power
06/04/02 2300 1146 100 Turbine/Generator Full Power
06/04/02 2400 1146 100 Turbine/Generator Full Power
06/05/02 0100 1146 100 Turbine/Generator Full Power
06/05/02 0200 1146 100 Turbine/Generator Full Power
06/05/02 0300 1146 100 Turbine/Generator Full Power
06/05/02 0400 1146 100 Turbine/Generator Full Power
06/05/02 0500 1146 100 Turbine/Generator Full Power
06/05/02 0600 1146 100 Turbine/Generator Full Power
06/05/02 0700 1146 100 Turbine/Generator Full Power
06/05/02 0800 1147 100 Turbine/Generator Full Power
06/05/02 0900 1146 100 Turbine/Generator Full Power
06/05/02 1000 1146 100 Turbine/Generator Full Power
06/05/02 1100 1146 100 Turbine/Generator Full Power
06/05/02 1200 1146 100 Turbine/Generator Full Power
06/05/02 1300 1145 99.9 Turbine/Generator Full Power



06/05/02 1400 1145 100 Turbine/Generator Full Power
06/05/02 1500 1144 100 Turbine/Generator Full Power
06/05/02 1600 1145 100 Turbine/Generator Full Power
06/05/02 1700 1145 100 Turbine/Generator Full Power
06/05/02 1800 1145 100 Turbine/Generator Full Power
06/05/02 1900 1145 100 Turbine/Generator Full Power
06/05/02 2000 1145 100 Turbine/Generator Full Power
06/05/02 2100 1146 100 Turbine/Generator Full Power
06/05/02 2200 1146 100 Turbine/Generator Full Power
06/05/02 2300 1146 100 Turbine/Generator Full Power
06/05/02 2400 1146 100 Turbine/Generator Full Power
06/06/02 0100 1145 100 Turbine/Generator Full Power
06/06/02 0200 1146 100 Turbine/Generator Full Power
06/06/02 0300 1146 100 Turbine/Generator Full Power
06/06/02 0400 1145 100 Turbine/Generator Full Power
06/06/02 0500 1146 100 Turbine/Generator Full Power
06/06/02 0600 1146 100 Turbine/Generator Full Power
06/06/02 0700 1146 100 Turbine/Generator Full Power
06/06/02 0800 1146 100 Turbine/Generator Full Power
06/06/02 0900 1147 100 Turbine/Generator Full Power
06/06/02 1000 1147 100 Turbine/Generator Full Power
06/06/02 1100 1146 100 Turbine/Generator Full Power
06/06/02 1200 1145 100 Turbine/Generator Full Power
06/06/02 1300 1145 100 Turbine/Generator Full Power
06/06/02 1400 1146 99.9 Turbine/Generator Full Power
06/06/02 1500 1145 100 Turbine/Generator Full Power
06/06/02 1600 1145 100 Turbine/Generator Full Power
06/06/02 1700 1146 100 Turbine/Generator Full Power
06/06/02 1800 1146 100 Turbine/Generator Full Power
06/06/02 1900 1146 100 Turbine/Generator Full Power
06/06/02 2000 1146 100 Turbine/Generator Full Power
06/06/02 2100 1146 100 Turbine/Generator Full Power
06/06/02 2200 1147 100 Turbine/Generator Full Power
06/06/02 2300 1147 100 Turbine/Generator Full Power
06/06/02 2400 1147 100 Turbine/Generator Full Power
06/07/02 0100 1147 100 Turbine/Generator Full Power
06/07/02 0200 1147 100 Turbine/Generator Full Power
06/07/02 0300 1147 100 Turbine/Generator Full Power
06/07/02 0400 1147 100 Turbine/Generator Full Power
06/07/02 0500 1147 100 Turbine/Generator Full Power
06/07/02 0600 1147 100 Turbine/Generator Full Power
06/07/02 0700 1147 100 Turbine/Generator Full Power
06/07/02 0800 1147 100 Turbine/Generator Full Power
06/07/02 0900 1146 100 Turbine/Generator Full Power
06/07/02 1000 1146 100 Turbine/Generator Full Power
06/07/02 1100 1145 100 Turbine/Generator Full Power
06/07/02 1200 1145 100 Turbine/Generator Full Power
06/07/02 1300 1145 100 Turbine/Generator Full Power
06/07/02 1400 1145 100 Turbine/Generator Full Power
06/07/02 1500 1145 100 Turbine/Generator Full Power
06/07/02 1600 1145 100 Turbine/Generator Full Power
06/07/02 1700 1145 100 Turbine/Generator Full Power
06/07/02 1800 1146 100 Turbine/Generator Full Power
06/07/02 1900 1146 100 Turbine/Generator Full Power
06/07/02 2000 1146 100 Turbine/Generator Full Power
06/07/02 2100 1146 100 Turbine/Generator Full Power
06/07/02 2200 1146 100 Turbine/Generator Full Power
06/07/02 2300 1147 100 Turbine/Generator Full Power



06/07/02 2400 1146 100 Turbine/Generator Full Power
06/08/02 0100 1146 100 Turbine/Generator Full Power
06/08/02 0200 1146 100 Turbine/Generator Full Power
06/08/02 0300 1146 100 Turbine/Generator Full Power
06/08/02 0400 1147 100 Turbine/Generator Full Power
06/08/02 0500 1147 100 Turbine/Generator Full Power
06/08/02 0600 1147 100 Turbine/Generator Full Power
06/08/02 0700 1147 100 Turbine/Generator Full Power
06/08/02 0800 1147 100 Turbine/Generator Full Power
06/08/02 0900 1147 100 Turbine/Generator Full Power
06/08/02 1000 1147 100 Turbine/Generator Full Power
06/08/02 1100 1147 100 Turbine/Generator Full Power
06/08/02 1200 1146 100 Turbine/Generator Full Power
06/08/02 1300 1146 100 Turbine/Generator Full Power
06/08/02 1400 1146 99.9 Turbine/Generator Full Power
06/08/02 1500 1146 100 Turbine/Generator Full Power
06/08/02 1600 1146 100 Turbine/Generator Full Power
06/08/02 1700 1146 100 Turbine/Generator Full Power
06/08/02 1800 1146 100 Turbine/Generator Full Power
06/08/02 1900 1146 100 Turbine/Generator Full Power
06/08/02 2000 1147 100 Turbine/Generator Full Power
06/08/02 2100 1147 100 Turbine/Generator Full Power
06/08/02 2200 1147 100 Turbine/Generator Full Power
06/08/02 2300 1147 100 Turbine/Generator Full Power
06/08/02 2400 1147 100 Turbine/Generator Full Power
06/09/02 0100 1147 100 Turbine/Generator Full Power
06/09/02 0200 1147 100 Turbine/Generator Full Power
06/09/02 0300 1147 100 Turbine/Generator Full Power
06/09/02 0400 1146 100 Turbine/Generator Full Power
06/09/02 0500 1147 100 Turbine/Generator Full Power
06/09/02 0600 1147 100 Turbine/Generator Full Power
06/09/02 0700 1147 100 Turbine/Generator Full Power
06/09/02 0800 1147 100 Turbine/Generator Full Power
06/09/02 0900 1146 100 Turbine/Generator Full Power
06/09/02 1000 1146 100 Turbine/Generator Full Power
06/09/02 1100 1146 100 Turbine/Generator Full Power
06/09/02 1200 1146 100 Turbine/Generator Full Power
06/09/02 1300 1146 100 Turbine/Generator Full Power
06/09/02 1400 1145 99.9 Turbine/Generator Full Power
06/09/02 1500 1145 100 Turbine/Generator Full Power
06/09/02 1600 1145 100 Turbine/Generator Full Power
06/09/02 1700 1146 99.9 Turbine/Generator Full Power
06/09/02 1800 1146 100 Turbine/Generator Full Power
06/09/02 1900 1146 100 Turbine/Generator Full Power
06/09/02 2000 1147 100 Turbine/Generator Full Power
06/09/02 2100 1147 100 Turbine/Generator Full Power
06/09/02 2200 1147 100 Turbine/Generator Full Power
06/09/02 2300 1147 100 Turbine/Generator Full Power
06/09/02 2400 1147 100 Turbine/Generator Full Power
06/10/02 0100 1147 100 Turbine/Generator Full Power
06/10/02 0200 1147 100 Turbine/Generator Full Power
06/10/02 0300 1147 100 Turbine/Generator Full Power
06/10/02 0400 1147 100 Turbine/Generator Full Power
06/10/02 0500 1147 100 Turbine/Generator Full Power
06/10/02 0600 1147 100 Turbine/Generator Full Power
06/10/02 0700 1147 100 Turbine/Generator Full Power
06/10/02 0800 1147 100 Turbine/Generator Full Power
06/10/02 0900 1147 100 Turbine/Generator Full Power



06/10/02 1000 1147 99.9 Turbine/Generator Full Power
06/10/02 1100 1146 100 Turbine/Generator Full Power
06/10/02 1200 1146 100 Turbine/Generator Full Power
06/10/02 1300 1145 100 Turbine/Generator Full Power
06/10/02 1400 1145 100 Turbine/Generator Full Power
06/10/02 1500 1145 100 Turbine/Generator Full Power
06/10/02 1600 1145 100 Turbine/Generator Full Power
06/10/02 1700 1145 100 Turbine/Generator Full Power
06/10/02 1800 1145 100 Turbine/Generator Full Power
06/10/02 1900 1145 100 Turbine/Generator Full Power
06/10/02 2000 1145 100 Turbine/Generator Full Power
06/10/02 2100 1145 99.9 Turbine/Generator Full Power
06/10/02 2200 1146 100 Turbine/Generator Full Power
06/10/02 2300 1145 100 Turbine/Generator Full Power
06/10/02 2400 1144 99.9 Turbine/Generator Full Power
06/11/02 0100 1146 100 Turbine/Generator Full Power
06/11/02 0200 1145 99.9 Turbine/Generator Full Power
06/11/02 0300 1144 99.9 Turbine/Generator Full Power
06/11/02 0400 1144 99.9 Turbine/Generator Full Power
06/11/02 0500 1144 99.9 Turbine/Generator Full Power
06/11/02 0600 1143 99.9 Turbine/Generator Full Power
06/11/02 0700 1145 100 Turbine/Generator Full Power
06/11/02 0800 1143 99.9 Turbine/Generator Full Power
06/11/02 0900 1143 100 Turbine/Generator Full Power
06/11/02 1000 1144 100 Turbine/Generator Full Power
06/11/02 1100 1144 100 Turbine/Generator Full Power
06/11/02 1200 1143 100 Turbine/Generator Full Power
06/11/02 1300 1143 100 Turbine/Generator Full Power
06/11/02 1400 1143 100 Turbine/Generator Full Power
06/11/02 1500 1144 99.9 Turbine/Generator Full Power
06/11/02 1600 1144 100 Turbine/Generator Full Power
06/11/02 1700 1144 99.9 Turbine/Generator Full Power
06/11/02 1800 1144 100 Turbine/Generator Full Power
06/11/02 1900 1144 100 Turbine/Generator Full Power
06/11/02 2000 1145 99.9 Turbine/Generator Full Power
06/11/02 2100 1145 99.9 Turbine/Generator Full Power
06/11/02 2200 1145 100 Turbine/Generator Full Power
06/11/02 2300 1144 99.9 Turbine/Generator Full Power
06/11/02 2400 1145 100 Turbine/Generator Full Power
06/12/02 0100 1143 99.9 Turbine/Generator Full Power
06/12/02 0200 1145 100 Turbine/Generator Full Power
06/12/02 0300 1144 100 Turbine/Generator Full Power
06/12/02 0400 1145 100 Turbine/Generator Full Power
06/12/02 0500 1145 100 Turbine/Generator Full Power
06/12/02 0600 1146 100 Turbine/Generator Full Power
06/12/02 0700 1146 100 Turbine/Generator Full Power
06/12/02 0800 1144 99.9 Turbine/Generator Full Power
06/12/02 0900 1144 100 Turbine/Generator Full Power
06/12/02 1000 1144 100 Turbine/Generator Full Power
06/12/02 1100 1143 99.9 Turbine/Generator Full Power
06/12/02 1200 1144 99.9 Turbine/Generator Full Power
06/12/02 1300 1144 99.9 Turbine/Generator Full Power
06/12/02 1400 1144 100 Turbine/Generator Full Power
06/12/02 1500 1144 100 Turbine/Generator Full Power
06/12/02 1600 1144 99.9 Turbine/Generator Full Power
06/12/02 1700 1144 100 Turbine/Generator Full Power
06/12/02 1800 1145 100 Turbine/Generator Full Power
06/12/02 1900 1145 100 Turbine/Generator Full Power



06/12/02 2000 1147 100 Turbine/Generator Full Power
06/12/02 2100 1144 100 Turbine/Generator Full Power
06/12/02 2200 1146 99.9 Turbine/Generator Full Power
06/12/02 2300 1146 99.9 Turbine/Generator Full Power
06/12/02 2400 1146 99.9 Turbine/Generator Full Power
06/13/02 0100 1144 99.9 Turbine/Generator Full Power
06/13/02 0200 1146 100 Turbine/Generator Full Power
06/13/02 0300 1145 100 Turbine/Generator Full Power
06/13/02 0400 1146 99.9 Turbine/Generator Full Power
06/13/02 0500 1146 99.9 Turbine/Generator Full Power
06/13/02 0600 1146 100 Turbine/Generator Full Power
06/13/02 0700 1144 99.9 Turbine/Generator Full Power
06/13/02 0800 1144 100 Turbine/Generator Full Power
06/13/02 0900 1145 100 Turbine/Generator Full Power
06/13/02 1000 1145 99.9 Turbine/Generator Full Power
06/13/02 1100 1145 100 Turbine/Generator Full Power
06/13/02 1200 1145 99.9 Turbine/Generator Full Power
06/13/02 1300 1145 99.9 Turbine/Generator Full Power
06/13/02 1400 1145 100 Turbine/Generator Full Power
06/13/02 1500 1145 100 Turbine/Generator Full Power
06/13/02 1600 1145 99.9 Turbine/Generator Full Power
06/13/02 1700 1145 100 Turbine/Generator Full Power
06/13/02 1800 1145 100 Turbine/Generator Full Power
06/13/02 1900 1145 99.9 Turbine/Generator Full Power
06/13/02 2000 1145 99.9 Turbine/Generator Full Power
06/13/02 2100 1145 100 Turbine/Generator Full Power
06/13/02 2200 1146 100 Turbine/Generator Full Power
06/13/02 2300 1145 100 Turbine/Generator Full Power
06/13/02 2400 1145 100 Turbine/Generator Full Power
06/14/02 0100 1145 100 Turbine/Generator Full Power
06/14/02 0200 1145 100 Turbine/Generator Full Power
06/14/02 0300 1145 100 Turbine/Generator Full Power
06/14/02 0400 1145 99.9 Turbine/Generator Full Power
06/14/02 0500 1145 99.9 Turbine/Generator Full Power
06/14/02 0600 1145 99.9 Turbine/Generator Full Power
06/14/02 0700 1145 99.9 Turbine/Generator Full Power
06/14/02 0800 1145 100 Turbine/Generator Full Power
06/14/02 0900 1146 100 Turbine/Generator Full Power
06/14/02 1000 1146 100 Turbine/Generator Full Power
06/14/02 1100 1146 100 Turbine/Generator Full Power
06/14/02 1200 1146 100 Turbine/Generator Full Power
06/14/02 1300 1146 100 Turbine/Generator Full Power
06/14/02 1400 1146 100 Turbine/Generator Full Power
06/14/02 1500 1146 100 Turbine/Generator Full Power
06/14/02 1600 1146 100 Turbine/Generator Full Power
06/14/02 1700 1150 100 Turbine/Generator Full Power
06/14/02 1800 1150 100 Turbine/Generator Full Power
06/14/02 1900 1150 100 Turbine/Generator Full Power
06/14/02 2000 1149 100 Turbine/Generator Full Power
06/14/02 2100 1149 99.9 Turbine/Generator Full Power
06/14/02 2200 1149 100 Turbine/Generator Full Power
06/14/02 2300 1149 100 Turbine/Generator Full Power
06/14/02 2400 1149 100 Turbine/Generator Full Power
06/15/02 0100 1149 100 Turbine/Generator Full Power
06/15/02 0200 1149 100 Turbine/Generator Full Power
06/15/02 0300 1149 100 Turbine/Generator Full Power
06/15/02 0400 1149 100 Turbine/Generator Full Power
06/15/02 0500 1149 100 Turbine/Generator Full Power



06/15/02 0600 1148 100 Turbine/Generator Full Power
06/15/02 0700 1149 99.9 Turbine/Generator Full Power
06/15/02 0800 1149 99.9 Turbine/Generator Full Power
06/15/02 0900 1149 99.9 Turbine/Generator Full Power
06/15/02 1000 1149 99.9 Turbine/Generator Full Power
06/15/02 1100 1149 99.9 Turbine/Generator Full Power
06/15/02 1200 1148 100 Turbine/Generator Full Power
06/15/02 1300 1148 100 Turbine/Generator Full Power
06/15/02 1400 1149 99.9 Turbine/Generator Full Power
06/15/02 1500 1148 99.9 Turbine/Generator Full Power
06/15/02 1600 1148 99.9 Turbine/Generator Full Power
06/15/02 1700 1149 99.9 Turbine/Generator Full Power
06/15/02 1800 1149 100 Turbine/Generator Full Power
06/15/02 1900 1150 100 Turbine/Generator Full Power
06/15/02 2000 1149 99.9 Turbine/Generator Full Power
06/15/02 2100 1148 99.9 Turbine/Generator Full Power
06/15/02 2200 1148 99.8 Turbine/Generator Full Power
06/15/02 2300 1149 99.9 Turbine/Generator Full Power
06/15/02 2400 1149 100 Turbine/Generator Full Power
06/16/02 0100 1149 100 Turbine/Generator Full Power
06/16/02 0200 1149 100 Turbine/Generator Full Power
06/16/02 0300 1149 100 Turbine/Generator Full Power
06/16/02 0400 1150 100 Turbine/Generator Full Power
06/16/02 0500 1149 100 Turbine/Generator Full Power
06/16/02 0600 1149 100 Turbine/Generator Full Power
06/16/02 0700 1149 100 Turbine/Generator Full Power
06/16/02 0800 1150 100 Turbine/Generator Full Power
06/16/02 0900 1150 100 Turbine/Generator Full Power
06/16/02 1000 1150 100 Turbine/Generator Full Power
06/16/02 1100 1149 100 Turbine/Generator Full Power
06/16/02 1200 1149 100 Turbine/Generator Full Power
06/16/02 1300 1150 100 Turbine/Generator Full Power
06/16/02 1400 1149 100 Turbine/Generator Full Power
06/16/02 1500 1150 100 Turbine/Generator Full Power
06/16/02 1600 1150 100 Turbine/Generator Full Power
06/16/02 1700 1150 100 Turbine/Generator Full Power
06/16/02 1800 1150 100 Turbine/Generator Full Power
06/16/02 1900 1150 100 Turbine/Generator Full Power
06/16/02 2000 1150 100 Turbine/Generator Full Power
06/16/02 2100 1149 100 Turbine/Generator Full Power
06/16/02 2200 1149 100 Turbine/Generator Full Power
06/16/02 2300 1149 100 Turbine/Generator Full Power
06/16/02 2400 1149 100 Turbine/Generator Full Power
06/17/02 0100 1149 100 Turbine/Generator Full Power
06/17/02 0200 1149 100 Turbine/Generator Full Power
06/17/02 0300 1149 100 Turbine/Generator Full Power
06/17/02 0400 1149 100 Turbine/Generator Full Power
06/17/02 0500 1150 100 Turbine/Generator Full Power
06/17/02 0600 1149 100 Turbine/Generator Full Power
06/17/02 0700 1150 100 Turbine/Generator Full Power
06/17/02 0800 1150 100 Turbine/Generator Full Power
06/17/02 0900 1150 100 Turbine/Generator Full Power
06/17/02 1000 1150 100 Turbine/Generator Full Power
06/17/02 1100 1150 100 Turbine/Generator Full Power
06/17/02 1200 1149 100 Turbine/Generator Full Power
06/17/02 1300 1149 100 Turbine/Generator Full Power
06/17/02 1400 1149 100 Turbine/Generator Full Power
06/17/02 1500 1149 100 Turbine/Generator Full Power



06/17/02 1600 1149 100 Turbine/Generator Full Power
06/17/02 1700 1149 100 Turbine/Generator Full Power
06/17/02 1800 1150 100 Turbine/Generator Full Power
06/17/02 1900 1150 100 Turbine/Generator Full Power
06/17/02 2000 1150 100 Turbine/Generator Full Power
06/17/02 2100 1149 99.9 Turbine/Generator Full Power
06/17/02 2200 1149 100 Turbine/Generator Full Power
06/17/02 2300 1150 100 Turbine/Generator Full Power
06/17/02 2400 1150 100 Turbine/Generator Full Power
06/18/02 0100 1149 100 Turbine/Generator Full Power
06/18/02 0200 1150 100 Turbine/Generator Full Power
06/18/02 0300 1150 100 Turbine/Generator Full Power
06/18/02 0400 1150 99.9 Turbine/Generator Full Power
06/18/02 0500 1149 99.9 Turbine/Generator Full Power
06/18/02 0600 1149 100 Turbine/Generator Full Power
06/18/02 0700 1149 100 Turbine/Generator Full Power
06/18/02 0800 1149 100 Turbine/Generator Full Power
06/18/02 0900 1149 100 Turbine/Generator Full Power
06/18/02 1000 1149 100 Turbine/Generator Full Power
06/18/02 1100 1149 100 Turbine/Generator Full Power
06/18/02 1200 1149 100 Turbine/Generator Full Power
06/18/02 1300 1149 100 Turbine/Generator Full Power
06/18/02 1400 1149 100 Turbine/Generator Full Power
06/18/02 1500 1149 100 Turbine/Generator Full Power
06/18/02 1600 1149 99.9 Turbine/Generator Full Power
06/18/02 1700 1149 100 Turbine/Generator Full Power
06/18/02 1800 1150 99.9 Turbine/Generator Full Power
06/18/02 1900 1150 100 Turbine/Generator Full Power
06/18/02 2000 1150 99.9 Turbine/Generator Full Power
06/18/02 2100 1150 99.9 Turbine/Generator Full Power
06/18/02 2200 1150 99.9 Turbine/Generator Full Power
06/18/02 2300 1149 100 23:00 start of planned curtailment to seal Condenser tubes
06/18/02 2400 1011 87.7          and clean the east Circ Water Tunnel.
06/19/02 0100 824 73.5 ramp-down.
06/19/02 0200 644 59 02:19 ramp-down to 55% complete.
06/19/02 0300 570 54.2 hold at 55%
06/19/02 0400 575 54.6 hold at 55%
06/19/02 0500 582 55.1 hold at 55%
06/19/02 0600 584 55.1 hold at 55%
06/19/02 0700 582 55.1 hold at 55%
06/19/02 0800 583 55.1 hold at 55%
06/19/02 0900 582 55 hold at 55%
06/19/02 1000 581 55 hold at 55%
06/19/02 1100 582 55.1 hold at 55%
06/19/02 1200 582 55.2 hold at 55%
06/19/02 1300 582 55.1 hold at 55%
06/19/02 1400 579 54.8 hold at 55%
06/19/02 1500 581 55.6 hold at 55%
06/19/02 1600 578 55.1 hold at 55%
06/19/02 1700 570 54.7 hold at 55%
06/19/02 1800 569 54 hold at 55%
06/19/02 1900 568 54 hold at 55%
06/19/02 2000 568 53.8 hold at 55%
06/19/02 2100 569 53.9 hold at 55%
06/19/02 2200 568 53.7 hold at 55%
06/19/02 2300 570 53.8 hold at 55%
06/19/02 2400 570 53.8 hold at 55%
06/20/02 0100 568 53.8 hold at 55%



06/20/02 0200 566 53.7 hold at 55%
06/20/02 0300 567 53.7 hold at 55%
06/20/02 0400 569 53.8 hold at 55%
06/20/02 0500 568 53.8 hold at 55%
06/20/02 0600 569 53.9 hold at 55%
06/20/02 0700 568 53.8 hold at 55%
06/20/02 0800 569 54 hold at 55%
06/20/02 0900 569 53.9 hold at 55%
06/20/02 1000 569 54 hold at 55%
06/20/02 1100 569 53.9 hold at 55%
06/20/02 1200 569 54 hold at 55%
06/20/02 1300 568 54 hold at 55%
06/20/02 1400 567 54 hold at 55%
06/20/02 1500 567 54 hold at 55%
06/20/02 1600 565 53.9 hold at 55%
06/20/02 1700 567 54 hold at 55%
06/20/02 1800 590 54 hold at 55%
06/20/02 1900 590 54 hold at 55%
06/20/02 2000 569 54 hold at 55%
06/20/02 2100 569 54 hold at 55%
06/20/02 2200 569 54.1 hold at 55%
06/20/02 2300 568 53.9 hold at 55%
06/20/02 2400 569 54 hold at 55%
06/21/02 0100 568 54 hold at 55%
06/21/02 0200 569 54 hold at 55%
06/21/02 0300 569 54 hold at 55%
06/21/02 0400 569 54 hold at 55%
06/21/02 0500 569 54 hold at 55%
06/21/02 0600 569 54 hold at 55%
06/21/02 0700 570 54.1 hold at 55%
06/21/02 0800 570 54 hold at 55%
06/21/02 0900 570 54 hold at 55%
06/21/02 1000 571 54.1 hold at 55%
06/21/02 1100 571 54.1 hold at 55%
06/21/02 1200 570 54.1 hold at 55%
06/21/02 1300 571 54.1 hold at 55%
06/21/02 1400 570 54.1 hold at 55%
06/21/02 1500 570 54.1 15:53 started ramp-up.
06/21/02 1600 600 54.1 ramp-up.
06/21/02 1700 718 64.3 ramp-up.
06/21/02 1800 890 79 ramp-up.
06/21/02 1900 1057 79 ramp-up.
06/21/02 2000 1113 96.3 ramp-up.
06/21/02 2100 1113 96.4 ramp-up.
06/21/02 2200 1111 96.1 ramp-up.
06/21/02 2300 1132 97.9 23:55 ramp-up to full-power complete.
06/22/02 0100 1149 99.8 Turbine/Generator Full Power
06/22/02 0200 1149 99.8 Turbine/Generator Full Power
06/22/02 0300 1149 99.8 Turbine/Generator Full Power
06/22/02 0400 1150 99.9 Turbine/Generator Full Power
06/22/02 0500 1148 99.9 Turbine/Generator Full Power
06/22/02 0600 1150 99.9 Turbine/Generator Full Power
06/22/02 0700 1151 100 Turbine/Generator Full Power
06/22/02 0800 1151 100 Turbine/Generator Full Power
06/22/02 0900 1152 99.9 Turbine/Generator Full Power
06/22/02 1000 1151 99.9 Turbine/Generator Full Power
06/22/02 1100 1151 99.9 Turbine/Generator Full Power
06/22/02 1200 1151 99.9 Turbine/Generator Full Power



06/22/02 1300 1151 100 Turbine/Generator Full Power
06/22/02 1400 1151 99.9 Turbine/Generator Full Power
06/22/02 1500 1152 100 Turbine/Generator Full Power
06/22/02 1600 1152 100 Turbine/Generator Full Power
06/22/02 1700 1152 100 Turbine/Generator Full Power
06/22/02 1800 1151 100 Turbine/Generator Full Power
06/22/02 1900 1152 100 Turbine/Generator Full Power
06/22/02 2000 1152 100 Turbine/Generator Full Power
06/22/02 2100 1152 100 Turbine/Generator Full Power
06/22/02 2200 1152 100 Turbine/Generator Full Power
06/22/02 2300 1152 100 Turbine/Generator Full Power
06/22/02 2400 1152 100 Turbine/Generator Full Power
06/23/02 0100 1151 100 Turbine/Generator Full Power
06/23/02 0200 1151 100 Turbine/Generator Full Power
06/23/02 0300 1151 100 Turbine/Generator Full Power
06/23/02 0400 1151 100 Turbine/Generator Full Power
06/23/02 0500 1151 99.9 Turbine/Generator Full Power
06/23/02 0600 1151 100 Turbine/Generator Full Power
06/23/02 0700 1151 100 Turbine/Generator Full Power
06/23/02 0800 1151 99.9 Turbine/Generator Full Power
06/23/02 0900 1151 100 Turbine/Generator Full Power
06/23/02 1000 1151 100 Turbine/Generator Full Power
06/23/02 1100 1151 100 Turbine/Generator Full Power
06/23/02 1200 1151 99.9 Turbine/Generator Full Power
06/23/02 1300 1150 100 Turbine/Generator Full Power
06/23/02 1400 1150 100 Turbine/Generator Full Power
06/23/02 1500 1150 100 Turbine/Generator Full Power
06/23/02 1600 1151 99.9 Turbine/Generator Full Power
06/23/02 1700 1150 100 Turbine/Generator Full Power
06/23/02 1800 1151 100 Turbine/Generator Full Power
06/23/02 1900 1151 100 Turbine/Generator Full Power
06/23/02 2000 1151 100 Turbine/Generator Full Power
06/23/02 2100 1151 100 Turbine/Generator Full Power
06/23/02 2200 1151 99.9 Turbine/Generator Full Power
06/23/02 2300 1151 99.9 Turbine/Generator Full Power
06/23/02 2400 1151 100 Turbine/Generator Full Power
06/24/02 0100 1151 100 Turbine/Generator Full Power
06/24/02 0200 1151 100 Turbine/Generator Full Power
06/24/02 0300 1151 100 Turbine/Generator Full Power
06/24/02 0400 1151 100 Turbine/Generator Full Power
06/24/02 0500 1151 100 Turbine/Generator Full Power
06/24/02 0600 1151 100 Turbine/Generator Full Power
06/24/02 0700 1150 100 Turbine/Generator Full Power
06/24/02 0800 1151 100 Turbine/Generator Full Power
06/24/02 0900 1151 100 Turbine/Generator Full Power
06/24/02 1000 1151 100 Turbine/Generator Full Power
06/24/02 1100 1151 100 Turbine/Generator Full Power
06/24/02 1200 1150 100 Turbine/Generator Full Power
06/24/02 1300 1149 99.9 Turbine/Generator Full Power
06/24/02 1400 1151 100 Turbine/Generator Full Power
06/24/02 1500 1152 100 Turbine/Generator Full Power
06/24/02 1600 1151 100 Turbine/Generator Full Power
06/24/02 1700 1150 100 Turbine/Generator Full Power
06/24/02 1800 1151 100 Turbine/Generator Full Power
06/24/02 1900 1151 100 Turbine/Generator Full Power
06/24/02 2000 1151 100 Turbine/Generator Full Power
06/24/02 2100 1151 100 Turbine/Generator Full Power
06/24/02 2200 1151 100 Turbine/Generator Full Power



06/24/02 2300 1152 100 Turbine/Generator Full Power
06/24/02 2400 1151 100 Turbine/Generator Full Power
06/25/02 0100 1151 100 Turbine/Generator Full Power
06/25/02 0200 1151 100 Turbine/Generator Full Power
06/25/02 0300 1151 100 Turbine/Generator Full Power
06/25/02 0400 1151 100 Turbine/Generator Full Power
06/25/02 0500 1151 100 Turbine/Generator Full Power
06/25/02 0600 1151 100 Turbine/Generator Full Power
06/25/02 0700 1151 100 Turbine/Generator Full Power
06/25/02 0800 1151 100 Turbine/Generator Full Power
06/25/02 0900 1151 100 Turbine/Generator Full Power
06/25/02 1000 1151 99.9 Turbine/Generator Full Power
06/25/02 1100 1151 100 Turbine/Generator Full Power
06/25/02 1200 1151 100 Turbine/Generator Full Power
06/25/02 1300 1151 100 Turbine/Generator Full Power
06/25/02 1400 1151 99.9 Turbine/Generator Full Power
06/25/02 1500 1150 100 Turbine/Generator Full Power
06/25/02 1600 1150 99.9 Turbine/Generator Full Power
06/25/02 1700 1152 100 Turbine/Generator Full Power
06/25/02 1800 1151 100 Turbine/Generator Full Power
06/25/02 1900 1151 100 Turbine/Generator Full Power
06/25/02 2000 1151 100.1 Turbine/Generator Full Power
06/25/02 2100 1151 100 Turbine/Generator Full Power
06/25/02 2200 1151 100 Turbine/Generator Full Power
06/25/02 2300 1151 100 Turbine/Generator Full Power
06/25/02 2400 1151 100 Turbine/Generator Full Power
06/26/02 0100 1151 100 Turbine/Generator Full Power
06/26/02 0200 1150 100 Turbine/Generator Full Power
06/26/02 0300 1150 99.9 Turbine/Generator Full Power
06/26/02 0400 1150 99.9 Turbine/Generator Full Power
06/26/02 0500 1151 99.9 Turbine/Generator Full Power
06/26/02 0600 1151 99.9 Turbine/Generator Full Power
06/26/02 0700 1151 100 Turbine/Generator Full Power
06/26/02 0800 1151 100 Turbine/Generator Full Power
06/26/02 0900 1152 100 Turbine/Generator Full Power
06/26/02 1000 1151 100 Turbine/Generator Full Power
06/26/02 1100 1151 100 Turbine/Generator Full Power
06/26/02 1200 1152 100 Turbine/Generator Full Power
06/26/02 1300 1152 100 Turbine/Generator Full Power
06/26/02 1400 1150 100 Turbine/Generator Full Power
06/26/02 1500 1151 99.9 Turbine/Generator Full Power
06/26/02 1600 1153 100 Turbine/Generator Full Power
06/26/02 1700 1151 99.9 Turbine/Generator Full Power
06/26/02 1800 1151 100 Turbine/Generator Full Power
06/26/02 1900 1150 100 Turbine/Generator Full Power
06/26/02 2000 1150 99.9 Turbine/Generator Full Power
06/26/02 2100 1151 100 Turbine/Generator Full Power
06/26/02 2200 1152 100 Turbine/Generator Full Power
06/26/02 2300 1151 100 Turbine/Generator Full Power
06/26/02 2400 1151 100 Turbine/Generator Full Power
06/27/02 0100 1151 100 Turbine/Generator Full Power
06/27/02 0200 1151 100 Turbine/Generator Full Power
06/27/02 0300 1150 100 Turbine/Generator Full Power
06/27/02 0400 1150 99.9 Turbine/Generator Full Power
06/27/02 0500 1151 99.9 Turbine/Generator Full Power
06/27/02 0600 1150 100 Turbine/Generator Full Power
06/27/02 0700 1151 100 Turbine/Generator Full Power
06/27/02 0800 1151 100 Turbine/Generator Full Power



06/27/02 0900 1150 99.9 Turbine/Generator Full Power
06/27/02 1000 1150 99.9 Turbine/Generator Full Power
06/27/02 1100 1150 99.9 Turbine/Generator Full Power
06/27/02 1200 1151 99.9 Turbine/Generator Full Power
06/27/02 1300 1149 100 Turbine/Generator Full Power
06/27/02 1400 1150 99.9 Turbine/Generator Full Power
06/27/02 1500 1150 100 Turbine/Generator Full Power
06/27/02 1600 1152 99.9 Turbine/Generator Full Power
06/27/02 1700 1149 100 Turbine/Generator Full Power
06/27/02 1800 1151 100 Turbine/Generator Full Power
06/27/02 1900 1150 99.9 Turbine/Generator Full Power
06/27/02 2000 1152 99.9 Turbine/Generator Full Power
06/27/02 2100 1151 99.9 Turbine/Generator Full Power
06/27/02 2200 1151 100 Turbine/Generator Full Power
06/27/02 2300 1151 100 Turbine/Generator Full Power
06/27/02 2400 1151 100 Turbine/Generator Full Power
06/28/02 0100 1151 100 Turbine/Generator Full Power
06/28/02 0200 1150 100 Turbine/Generator Full Power
06/28/02 0300 1150 100 Turbine/Generator Full Power
06/28/02 0400 1151 100 Turbine/Generator Full Power
06/28/02 0500 1151 100 Turbine/Generator Full Power
06/28/02 0600 1151 100 Turbine/Generator Full Power
06/28/02 0700 1150 100 Turbine/Generator Full Power
06/28/02 0800 1151 100 Turbine/Generator Full Power
06/28/02 0900 1151 100 Turbine/Generator Full Power
06/28/02 1000 1151 99.9 Turbine/Generator Full Power
06/28/02 1100 1151 99.9 Turbine/Generator Full Power
06/28/02 1200 1151 99.9 Turbine/Generator Full Power
06/28/02 1300 1151 100 Turbine/Generator Full Power
06/28/02 1400 1151 100 Turbine/Generator Full Power
06/28/02 1500 1151 100 Turbine/Generator Full Power
06/28/02 1600 1152 100 Turbine/Generator Full Power
06/28/02 1700 1151 100 Turbine/Generator Full Power
06/28/02 1800 1151 100 Turbine/Generator Full Power
06/28/02 1900 1151 99.9 Turbine/Generator Full Power
06/28/02 2000 1151 99.9 Turbine/Generator Full Power
06/28/02 2100 1151 99.9 Turbine/Generator Full Power
06/28/02 2200 1151 100 Turbine/Generator Full Power
06/28/02 2300 1151 99.9 Turbine/Generator Full Power
06/28/02 2400 1151 100 Turbine/Generator Full Power
06/29/02 0100 1152 100 Turbine/Generator Full Power
06/29/02 0200 1152 100 Turbine/Generator Full Power
06/29/02 0300 1152 100 Turbine/Generator Full Power
06/29/02 0400 1151 99.9 Turbine/Generator Full Power
06/29/02 0500 1152 100 Turbine/Generator Full Power
06/29/02 0600 1152 100 Turbine/Generator Full Power
06/29/02 0700 1151 100 Turbine/Generator Full Power
06/29/02 0800 1151 100 Turbine/Generator Full Power
06/29/02 0900 1151 100 Turbine/Generator Full Power
06/29/02 1000 1151 100 Turbine/Generator Full Power
06/29/02 1100 1151 100 Turbine/Generator Full Power
06/29/02 1200 1151 100 Turbine/Generator Full Power
06/29/02 1300 1151 100 Turbine/Generator Full Power
06/29/02 1400 1151 100 Turbine/Generator Full Power
06/29/02 1500 1151 100 Turbine/Generator Full Power
06/29/02 1600 1151 100 Turbine/Generator Full Power
06/29/02 1700 1151 100 Turbine/Generator Full Power
06/29/02 1800 1151 100 Turbine/Generator Full Power



06/29/02 1900 1151 100 Turbine/Generator Full Power
06/29/02 2000 1151 100 Turbine/Generator Full Power
06/29/02 2100 1151 100 Turbine/Generator Full Power
06/29/02 2200 1151 100 Turbine/Generator Full Power
06/29/02 2300 1152 100 Turbine/Generator Full Power
06/29/02 2400 1152 100 Turbine/Generator Full Power
06/30/02 0100 1152 100 Turbine/Generator Full Power
06/30/02 0200 1152 100 Turbine/Generator Full Power
06/30/02 0300 1152 100 Turbine/Generator Full Power
06/30/02 0400 1152 100 Turbine/Generator Full Power
06/30/02 0500 1152 100 Turbine/Generator Full Power
06/30/02 0600 1152 100 Turbine/Generator Full Power
06/30/02 0700 1152 100 Turbine/Generator Full Power
06/30/02 0800 1151 100 Turbine/Generator Full Power
06/30/02 0900 1151 100 Turbine/Generator Full Power
06/30/02 1000 1151 100 Turbine/Generator Full Power
06/30/02 1100 1151 100 Turbine/Generator Full Power
06/30/02 1200 1151 100 Turbine/Generator Full Power
06/30/02 1300 1151 100 Turbine/Generator Full Power
06/30/02 1400 1151 100 Turbine/Generator Full Power
06/30/02 1500 1150 99.9 Turbine/Generator Full Power
06/30/02 1600 1150 99.9 Turbine/Generator Full Power
06/30/02 1700 1151 99.9 Turbine/Generator Full Power
06/30/02 1800 1151 100 Turbine/Generator Full Power
06/30/02 1900 1151 100 Turbine/Generator Full Power
06/30/02 2000 1151 100 Turbine/Generator Full Power
06/30/02 2100 1151 100 Turbine/Generator Full Power
06/30/02 2200 1151 100 Turbine/Generator Full Power
06/30/02 2300 1151 100 Turbine/Generator Full Power
06/30/02 2400 1151 100 Turbine/Generator Full Power
07/01/02 0100 1151 100 Turbine/Generator Full Power
07/01/02 0200 1151 100 Turbine/Generator Full Power
07/01/02 0300 1151 100 Turbine/Generator Full Power
07/01/02 0400 1151 100 Turbine/Generator Full Power
07/01/02 0500 1151 100 Turbine/Generator Full Power
07/01/02 0600 1151 100 Turbine/Generator Full Power
07/01/02 0700 1151 100 Turbine/Generator Full Power
07/01/02 0800 1150 100 Turbine/Generator Full Power
07/01/02 0900 1150 100 Turbine/Generator Full Power
07/01/02 1000 1151 99.9 Turbine/Generator Full Power
07/01/02 1100 1150 100 Turbine/Generator Full Power
07/01/02 1200 1150 100 Turbine/Generator Full Power
07/01/02 1300 1150 100 Turbine/Generator Full Power
07/01/02 1400 1150 100 Turbine/Generator Full Power
07/01/02 1500 1150 100 Turbine/Generator Full Power
07/01/02 1600 1151 100 Turbine/Generator Full Power
07/01/02 1700 1151 99.9 Turbine/Generator Full Power
07/01/02 1800 1151 100 Turbine/Generator Full Power
07/01/02 1900 1151 100 Turbine/Generator Full Power
07/01/02 2000 1151 100 Turbine/Generator Full Power
07/01/02 2100 1150 100 Turbine/Generator Full Power
07/01/02 2200 1150 100 Turbine/Generator Full Power
07/01/02 2300 1151 99.9 Turbine/Generator Full Power
07/01/02 2400 1150 99.9 Turbine/Generator Full Power
07/02/02 0100 1150 100 Turbine/Generator Full Power
07/02/02 0200 1149 100 Turbine/Generator Full Power
07/02/02 0300 1151 100 Turbine/Generator Full Power
07/02/02 0400 1150 99.9 Turbine/Generator Full Power



07/02/02 0500 1150 100 Turbine/Generator Full Power
07/02/02 0600 1149 99.9 Turbine/Generator Full Power
07/02/02 0700 1150 100 Turbine/Generator Full Power
07/02/02 0800 1149 100 Turbine/Generator Full Power
07/02/02 0900 1149 99.9 Turbine/Generator Full Power
07/02/02 1000 1149 100 Turbine/Generator Full Power
07/02/02 1100 1149 100 Turbine/Generator Full Power
07/02/02 1200 1150 99.9 Turbine/Generator Full Power
07/02/02 1300 1150 100 Turbine/Generator Full Power
07/02/02 1400 1150 100 Turbine/Generator Full Power
07/02/02 1500 1150 100 Turbine/Generator Full Power
07/02/02 1600 1150 100 Turbine/Generator Full Power
07/02/02 1700 1150 100 Turbine/Generator Full Power
07/02/02 1800 1151 99.9 Turbine/Generator Full Power
07/02/02 1900 1151 99.9 Turbine/Generator Full Power
07/02/02 2000 1150 100 Turbine/Generator Full Power
07/02/02 2100 1151 100 Turbine/Generator Full Power
07/02/02 2200 1150 99.9 Turbine/Generator Full Power
07/02/02 2300 1150 100 Turbine/Generator Full Power
07/02/02 2400 1151 100 Turbine/Generator Full Power
07/03/02 0100 1151 100 Turbine/Generator Full Power
07/03/02 0200 1150 100 Turbine/Generator Full Power
07/03/02 0300 1151 100 Turbine/Generator Full Power
07/03/02 0400 1149 99.9 Turbine/Generator Full Power
07/03/02 0500 1150 100 Turbine/Generator Full Power
07/03/02 0600 1151 100 Turbine/Generator Full Power
07/03/02 0700 1151 100 Turbine/Generator Full Power
07/03/02 0800 1150 100 Turbine/Generator Full Power
07/03/02 0900 1150 99.9 Turbine/Generator Full Power
07/03/02 1000 1150 100 Turbine/Generator Full Power
07/03/02 1100 1149 100 Turbine/Generator Full Power
07/03/02 1200 1149 100 Turbine/Generator Full Power
07/03/02 1300 1150 100 Turbine/Generator Full Power
07/03/02 1400 1150 99.9 Turbine/Generator Full Power
07/03/02 1500 1150 99.9 Turbine/Generator Full Power
07/03/02 1600 1150 100 Turbine/Generator Full Power
07/03/02 1700 1150 100 Turbine/Generator Full Power
07/03/02 1800 1150 100 Turbine/Generator Full Power
07/03/02 1900 1150 100 Turbine/Generator Full Power
07/03/02 2000 1150 100 Turbine/Generator Full Power
07/03/02 2100 1151 99.9 Turbine/Generator Full Power
07/03/02 2200 1150 100 Turbine/Generator Full Power
07/03/02 2300 1151 100 Turbine/Generator Full Power
07/03/02 2400 1150 100 Turbine/Generator Full Power
07/04/02 0100 1150 100 Turbine/Generator Full Power
07/04/02 0200 1150 100 Turbine/Generator Full Power
07/04/02 0300 1150 100 Turbine/Generator Full Power
07/04/02 0400 1151 100 Turbine/Generator Full Power
07/04/02 0500 1151 99.9 Turbine/Generator Full Power
07/04/02 0600 1150 100 Turbine/Generator Full Power
07/04/02 0700 1151 100 Turbine/Generator Full Power
07/04/02 0800 1150 99.9 Turbine/Generator Full Power
07/04/02 0900 1150 99.9 Turbine/Generator Full Power
07/04/02 1000 1150 99.9 Turbine/Generator Full Power
07/04/02 1100 1150 99.9 Turbine/Generator Full Power
07/04/02 1200 1150 99.9 Turbine/Generator Full Power
07/04/02 1300 1149 100 Turbine/Generator Full Power
07/04/02 1400 1150 100 Turbine/Generator Full Power



07/04/02 1500 1150 100 Turbine/Generator Full Power
07/04/02 1600 1150 99.9 Turbine/Generator Full Power
07/04/02 1700 1150 99.9 Turbine/Generator Full Power
07/04/02 1800 1150 99.9 Turbine/Generator Full Power
07/04/02 1900 1150 99.9 Turbine/Generator Full Power
07/04/02 2000 1150 100 Turbine/Generator Full Power
07/04/02 2100 1150 100 Turbine/Generator Full Power
07/04/02 2200 1150 100 Turbine/Generator Full Power
07/04/02 2300 1150 99.9 Turbine/Generator Full Power
07/04/02 2400 1150 99.9 Turbine/Generator Full Power
07/05/02 0100 1150 99.9 Turbine/Generator Full Power
07/05/02 0200 1150 100 Turbine/Generator Full Power
07/05/02 0300 1150 100 Turbine/Generator Full Power
07/05/02 0400 1150 100 Turbine/Generator Full Power
07/05/02 0500 1150 99.9 Turbine/Generator Full Power
07/05/02 0600 1151 100 Turbine/Generator Full Power
07/05/02 0700 1151 100 Turbine/Generator Full Power
07/05/02 0800 1151 100 Turbine/Generator Full Power
07/05/02 0900 1151 100 Turbine/Generator Full Power
07/05/02 1000 1151 100 Turbine/Generator Full Power
07/05/02 1100 1151 100 Turbine/Generator Full Power
07/05/02 1200 1150 100 Turbine/Generator Full Power
07/05/02 1300 1150 100 Turbine/Generator Full Power
07/05/02 1400 1150 100 Turbine/Generator Full Power
07/05/02 1500 1150 100 Turbine/Generator Full Power
07/05/02 1600 1150 100 Turbine/Generator Full Power
07/05/02 1700 1150 100 Turbine/Generator Full Power
07/05/02 1800 1150 100 Turbine/Generator Full Power
07/05/02 1900 1150 100 Turbine/Generator Full Power
07/05/02 2000 1150 100 Turbine/Generator Full Power
07/05/02 2100 1150 100 Turbine/Generator Full Power
07/05/02 2200 1150 100 Turbine/Generator Full Power
07/05/02 2300 1150 100 Turbine/Generator Full Power
07/05/02 2400 1151 100 Turbine/Generator Full Power
07/06/02 0100 1151 100 Turbine/Generator Full Power
07/06/02 0200 1152 100 Turbine/Generator Full Power
07/06/02 0300 1151 100 Turbine/Generator Full Power
07/06/02 0400 1151 100 Turbine/Generator Full Power
07/06/02 0500 1151 100 Turbine/Generator Full Power
07/06/02 0600 1151 100 Turbine/Generator Full Power
07/06/02 0700 1151 100 Turbine/Generator Full Power
07/06/02 0800 1151 100 Turbine/Generator Full Power
07/06/02 0900 1151 100 Turbine/Generator Full Power
07/06/02 1000 1150 100 Turbine/Generator Full Power
07/06/02 1100 1150 99.9 Turbine/Generator Full Power
07/06/02 1200 1150 99.9 Turbine/Generator Full Power
07/06/02 1300 1150 99.9 Turbine/Generator Full Power
07/06/02 1400 1149 100 Turbine/Generator Full Power
07/06/02 1500 1149 100 Turbine/Generator Full Power
07/06/02 1600 1149 100 Turbine/Generator Full Power
07/06/02 1700 1149 100 Turbine/Generator Full Power
07/06/02 1800 1150 100 Turbine/Generator Full Power
07/06/02 1900 1150 100 Turbine/Generator Full Power
07/06/02 2000 1150 100 Turbine/Generator Full Power
07/06/02 2100 1150 100 Turbine/Generator Full Power
07/06/02 2200 1150 100 Turbine/Generator Full Power
07/06/02 2300 1150 100 Turbine/Generator Full Power
07/06/02 2400 1150 99.9 Turbine/Generator Full Power



07/07/02 0100 1150 99.9 Turbine/Generator Full Power
07/07/02 0200 1150 99.9 Turbine/Generator Full Power
07/07/02 0300 1150 100 Turbine/Generator Full Power
07/07/02 0400 1150 100 Turbine/Generator Full Power
07/07/02 0500 1150 100 Turbine/Generator Full Power
07/07/02 0600 1150 100 Turbine/Generator Full Power
07/07/02 0700 1150 99.9 Turbine/Generator Full Power
07/07/02 0800 1150 100 Turbine/Generator Full Power
07/07/02 0900 1150 100 Turbine/Generator Full Power
07/07/02 1000 1150 100 Turbine/Generator Full Power
07/07/02 1100 1150 100 Turbine/Generator Full Power
07/07/02 1200 1149 100 Turbine/Generator Full Power
07/07/02 1300 1149 100 Turbine/Generator Full Power
07/07/02 1400 1149 100 Turbine/Generator Full Power
07/07/02 1500 1149 99.9 Turbine/Generator Full Power
07/07/02 1600 1150 100 Turbine/Generator Full Power
07/07/02 1700 1150 100 Turbine/Generator Full Power
07/07/02 1800 1150 100 Turbine/Generator Full Power
07/07/02 1900 1150 100 Turbine/Generator Full Power
07/07/02 2000 1150 99.9 Turbine/Generator Full Power
07/07/02 2100 1150 100 Turbine/Generator Full Power
07/07/02 2200 1150 100 Turbine/Generator Full Power
07/07/02 2300 1150 100 Turbine/Generator Full Power
07/07/02 2400 1150 99.9 Turbine/Generator Full Power
07/08/02 0100 1150 99.9 Turbine/Generator Full Power
07/08/02 0200 1150 100 Turbine/Generator Full Power
07/08/02 0300 1150 100 Turbine/Generator Full Power
07/08/02 0400 1150 100 Turbine/Generator Full Power
07/08/02 0500 1151 100 Turbine/Generator Full Power
07/08/02 0600 1151 100 Turbine/Generator Full Power
07/08/02 0700 1151 100 Turbine/Generator Full Power
07/08/02 0800 1151 100 Turbine/Generator Full Power
07/08/02 0900 1150 99.9 Turbine/Generator Full Power
07/08/02 1000 1150 99.9 Turbine/Generator Full Power
07/08/02 1100 1151 100 Turbine/Generator Full Power
07/08/02 1200 1150 100 Turbine/Generator Full Power
07/08/02 1300 1150 99.9 Turbine/Generator Full Power
07/08/02 1400 1150 99.9 Turbine/Generator Full Power
07/08/02 1500 1150 99.9 Turbine/Generator Full Power
07/08/02 1600 1150 100 Turbine/Generator Full Power
07/08/02 1700 1150 99.9 Turbine/Generator Full Power
07/08/02 1800 1151 100 Turbine/Generator Full Power
07/08/02 1900 1151 99.9 Turbine/Generator Full Power
07/08/02 2000 1150 99.9 Turbine/Generator Full Power
07/08/02 2100 1150 100 Turbine/Generator Full Power
07/08/02 2200 1150 100 Turbine/Generator Full Power
07/08/02 2300 1150 100 Turbine/Generator Full Power
07/08/02 2400 1150 99.9 Turbine/Generator Full Power
07/09/02 0100 1150 100 Turbine/Generator Full Power
07/09/02 0200 1150 99.9 Turbine/Generator Full Power
07/09/02 0300 1150 99.9 Turbine/Generator Full Power
07/09/02 0400 1150 99.9 Turbine/Generator Full Power
07/09/02 0500 1150 99.9 Turbine/Generator Full Power
07/09/02 0600 1150 99.9 Turbine/Generator Full Power
07/09/02 0700 1150 99.9 Turbine/Generator Full Power
07/09/02 0800 1150 100 Turbine/Generator Full Power
07/09/02 0900 1150 100 Turbine/Generator Full Power
07/09/02 1000 1150 100 Turbine/Generator Full Power



07/09/02 1100 1150 100 Turbine/Generator Full Power
07/09/02 1200 1149 100 Turbine/Generator Full Power
07/09/02 1300 1149 100 Turbine/Generator Full Power
07/09/02 1400 1148 99.9 Turbine/Generator Full Power
07/09/02 1500 1148 100 Turbine/Generator Full Power
07/09/02 1600 1148 100 Turbine/Generator Full Power
07/09/02 1700 1147 100 Turbine/Generator Full Power
07/09/02 1800 1148 100 Turbine/Generator Full Power
07/09/02 1900 1149 100 Turbine/Generator Full Power
07/09/02 2000 1149 100 Turbine/Generator Full Power
07/09/02 2100 1150 100 Turbine/Generator Full Power
07/09/02 2200 1150 100 Turbine/Generator Full Power
07/09/02 2300 1150 99.9 Turbine/Generator Full Power
07/09/02 2400 1150 100 Turbine/Generator Full Power
07/10/02 0100 1149 99.9 Turbine/Generator Full Power
07/10/02 0200 1149 99.9 Turbine/Generator Full Power
07/10/02 0300 1149 99.9 Turbine/Generator Full Power
07/10/02 0400 1149 100 Turbine/Generator Full Power
07/10/02 0500 1149 100 Turbine/Generator Full Power
07/10/02 0600 1149 99.9 Turbine/Generator Full Power
07/10/02 0700 1149 99.9 Turbine/Generator Full Power
07/10/02 0800 1148 99.9 Turbine/Generator Full Power
07/10/02 0900 1148 99.9 Turbine/Generator Full Power
07/10/02 1000 1149 99.9 Turbine/Generator Full Power
07/10/02 1100 1148 100 Turbine/Generator Full Power
07/10/02 1200 1149 100 Turbine/Generator Full Power
07/10/02 1300 1148 99.9 Turbine/Generator Full Power
07/10/02 1400 1147 99.9 Turbine/Generator Full Power
07/10/02 1500 1147 99.9 Turbine/Generator Full Power
07/10/02 1600 1147 99.9 Turbine/Generator Full Power
07/10/02 1700 1147 99.9 Turbine/Generator Full Power
07/10/02 1800 1146 100 Turbine/Generator Full Power
07/10/02 1900 1148 100 Turbine/Generator Full Power
07/10/02 2000 1148 99.9 Turbine/Generator Full Power
07/10/02 2100 1148 100 Turbine/Generator Full Power
07/10/02 2200 1149 99.9 Turbine/Generator Full Power
07/10/02 2300 1149 99.9 Turbine/Generator Full Power
07/10/02 2400 1149 99.9 Turbine/Generator Full Power
07/11/02 0100 1148 100 Turbine/Generator Full Power
07/11/02 0200 1148 99.9 Turbine/Generator Full Power
07/11/02 0300 1148 100 Turbine/Generator Full Power
07/11/02 0400 1148 100 Turbine/Generator Full Power
07/11/02 0500 1148 100 Turbine/Generator Full Power
07/11/02 0600 1149 99.9 Turbine/Generator Full Power
07/11/02 0700 1149 99.9 Turbine/Generator Full Power
07/11/02 0800 1149 99.9 Turbine/Generator Full Power
07/11/02 0900 1148 99.9 Turbine/Generator Full Power
07/11/02 1000 1149 100 Turbine/Generator Full Power
07/11/02 1100 1150 100 Turbine/Generator Full Power
07/11/02 1200 1150 100 Turbine/Generator Full Power
07/11/02 1300 1149 99.9 Turbine/Generator Full Power
07/11/02 1400 1150 100 Turbine/Generator Full Power
07/11/02 1500 1149 99.9 Turbine/Generator Full Power
07/11/02 1600 1149 100 Turbine/Generator Full Power
07/11/02 1700 1149 100 Turbine/Generator Full Power
07/11/02 1800 1148 99.9 Turbine/Generator Full Power
07/11/02 1900 1148 99.9 Turbine/Generator Full Power
07/11/02 2000 1148 99.9 Turbine/Generator Full Power



07/11/02 2100 1149 100 Turbine/Generator Full Power
07/11/02 2200 1148 100 Turbine/Generator Full Power
07/11/02 2300 1148 100 Turbine/Generator Full Power
07/11/02 2400 1149 100 Turbine/Generator Full Power
07/12/02 0100 1149 99.9 Turbine/Generator Full Power
07/12/02 0200 1149 100 Turbine/Generator Full Power
07/12/02 0300 1149 100 Turbine/Generator Full Power
07/12/02 0400 1149 100 Turbine/Generator Full Power
07/12/02 0500 1148 100 Turbine/Generator Full Power
07/12/02 0600 1149 100 Turbine/Generator Full Power
07/12/02 0700 1149 100 Turbine/Generator Full Power
07/12/02 0800 1149 100 Turbine/Generator Full Power
07/12/02 0900 1149 100 Turbine/Generator Full Power
07/12/02 1000 1149 100 Turbine/Generator Full Power
07/12/02 1100 1149 100 Turbine/Generator Full Power
07/12/02 1200 1149 100 Turbine/Generator Full Power
07/12/02 1300 1149 100 Turbine/Generator Full Power
07/12/02 1400 1149 100 Turbine/Generator Full Power
07/12/02 1500 1149 100 Turbine/Generator Full Power
07/12/02 1600 1149 100 Turbine/Generator Full Power
07/12/02 1700 1149 100 Turbine/Generator Full Power
07/12/02 1800 1149 100 Turbine/Generator Full Power
07/12/02 1900 1149 100 Turbine/Generator Full Power
07/12/02 2000 1149 100 Turbine/Generator Full Power
07/12/02 2100 1149 100 Turbine/Generator Full Power
07/12/02 2200 1149 100 Turbine/Generator Full Power
07/12/02 2300 1149 100 Turbine/Generator Full Power
07/12/02 2400 1149 100 Turbine/Generator Full Power
07/13/02 0100 1149 100 Turbine/Generator Full Power
07/13/02 0200 1149 100 Turbine/Generator Full Power
07/13/02 0300 1149 100 Turbine/Generator Full Power
07/13/02 0400 1150 100 Turbine/Generator Full Power
07/13/02 0500 1149 100 Turbine/Generator Full Power
07/13/02 0600 1149 100 Turbine/Generator Full Power
07/13/02 0700 1149 99.9 Turbine/Generator Full Power
07/13/02 0800 1149 100 Turbine/Generator Full Power
07/13/02 0900 1149 100 Turbine/Generator Full Power
07/13/02 1000 1150 100 Turbine/Generator Full Power
07/13/02 1100 1150 100 Turbine/Generator Full Power
07/13/02 1200 1149 100 Turbine/Generator Full Power
07/13/02 1300 1150 100 Turbine/Generator Full Power
07/13/02 1400 1149 100 Turbine/Generator Full Power
07/13/02 1500 1149 100 Turbine/Generator Full Power
07/13/02 1600 1149 100 Turbine/Generator Full Power
07/13/02 1700 1150 100 Turbine/Generator Full Power
07/13/02 1800 1150 100 Turbine/Generator Full Power
07/13/02 1900 1149 99.9 Turbine/Generator Full Power
07/13/02 2000 1149 100 Turbine/Generator Full Power
07/13/02 2100 1149 100 Turbine/Generator Full Power
07/13/02 2200 1149 99.9 Turbine/Generator Full Power
07/13/02 2300 1149 100 Turbine/Generator Full Power
07/13/02 2400 1149 100 Turbine/Generator Full Power
07/14/02 0100 1149 100 Turbine/Generator Full Power
07/14/02 0200 1149 100 Turbine/Generator Full Power
07/14/02 0300 1149 100 Turbine/Generator Full Power
07/14/02 0400 1149 100 Turbine/Generator Full Power
07/14/02 0500 1149 100 Turbine/Generator Full Power
07/14/02 0600 1149 100 Turbine/Generator Full Power



07/14/02 0700 1149 100 Turbine/Generator Full Power
07/14/02 0800 1149 100 Turbine/Generator Full Power
07/14/02 0900 1149 100 Turbine/Generator Full Power
07/14/02 1000 1149 100 Turbine/Generator Full Power
07/14/02 1100 1149 100 Turbine/Generator Full Power
07/14/02 1200 1149 100 Turbine/Generator Full Power
07/14/02 1300 1149 100 Turbine/Generator Full Power
07/14/02 1400 1149 100 Turbine/Generator Full Power
07/14/02 1500 1149 100 Turbine/Generator Full Power
07/14/02 1600 1149 100 Turbine/Generator Full Power
07/14/02 1700 1149 100 Turbine/Generator Full Power
07/14/02 1800 1149 100 Turbine/Generator Full Power
07/14/02 1900 1149 100 Turbine/Generator Full Power
07/14/02 2000 1149 99.9 Turbine/Generator Full Power
07/14/02 2100 1149 99.9 Turbine/Generator Full Power
07/14/02 2200 1149 100 Turbine/Generator Full Power
07/14/02 2300 1149 100 Turbine/Generator Full Power
07/14/02 2400 1149 100 Turbine/Generator Full Power
07/15/02 0100 1149 100 Turbine/Generator Full Power
07/15/02 0200 1149 100 Turbine/Generator Full Power
07/15/02 0300 1149 99.9 Turbine/Generator Full Power
07/15/02 0400 1149 99.9 Turbine/Generator Full Power
07/15/02 0500 1149 100 Turbine/Generator Full Power
07/15/02 0600 1149 100 Turbine/Generator Full Power
07/15/02 0700 1149 100 Turbine/Generator Full Power
07/15/02 0800 1149 99.9 Turbine/Generator Full Power
07/15/02 0900 1149 99.9 Turbine/Generator Full Power
07/15/02 1000 1149 100 Turbine/Generator Full Power
07/15/02 1100 1149 99.9 Turbine/Generator Full Power
07/15/02 1200 1149 99.9 Turbine/Generator Full Power
07/15/02 1300 1149 99.9 Turbine/Generator Full Power
07/15/02 1400 1149 99.9 Turbine/Generator Full Power
07/15/02 1500 1149 99.9 Turbine/Generator Full Power
07/15/02 1600 1149 100 Turbine/Generator Full Power
07/15/02 1700 1149 99.9 Turbine/Generator Full Power
07/15/02 1800 1149 100 Turbine/Generator Full Power
07/15/02 1900 1149 99.9 Turbine/Generator Full Power
07/15/02 2000 1149 100 Turbine/Generator Full Power
07/15/02 2100 1149 100 Turbine/Generator Full Power
07/15/02 2200 1149 100 Turbine/Generator Full Power
07/15/02 2300 1149 100 Turbine/Generator Full Power
07/15/02 2400 1150 100 Turbine/Generator Full Power
07/16/02 0100 1150 100 Turbine/Generator Full Power
07/16/02 0200 1149 100 Turbine/Generator Full Power
07/16/02 0300 1149 100 Turbine/Generator Full Power
07/16/02 0400 1149 100 Turbine/Generator Full Power
07/16/02 0500 1149 100 Turbine/Generator Full Power
07/16/02 0600 1149 100 Turbine/Generator Full Power
07/16/02 0700 1149 100 Turbine/Generator Full Power
07/16/02 0800 1149 99.9 Turbine/Generator Full Power
07/16/02 0900 1149 99.9 Turbine/Generator Full Power
07/16/02 1000 1149 100 Turbine/Generator Full Power
07/16/02 1100 1149 99.9 Turbine/Generator Full Power
07/16/02 1200 1149 100 Turbine/Generator Full Power
07/16/02 1300 1149 100.8 Turbine/Generator Full Power
07/16/02 1400 1149 100.7 Turbine/Generator Full Power
07/16/02 1500 1149 100.7 Turbine/Generator Full Power
07/16/02 1600 1149 99.9 Turbine/Generator Full Power



07/16/02 1700 1149 100 Turbine/Generator Full Power
07/16/02 1800 1149 99.9 Turbine/Generator Full Power
07/16/02 1900 1149 99.9 Turbine/Generator Full Power
07/16/02 2000 1148 99.9 Turbine/Generator Full Power
07/16/02 2100 1149 99.9 Turbine/Generator Full Power
07/16/02 2200 1149 100 Turbine/Generator Full Power
07/16/02 2300 1149 100 Turbine/Generator Full Power
07/16/02 2400 1149 100 Turbine/Generator Full Power
07/17/02 0100 1149 99.9 Turbine/Generator Full Power
07/17/02 0200 1149 99.9 Turbine/Generator Full Power
07/17/02 0300 1149 99.9 Turbine/Generator Full Power
07/17/02 0400 1149 99.9 Turbine/Generator Full Power
07/17/02 0500 1149 99.9 Turbine/Generator Full Power
07/17/02 0600 1150 100 Turbine/Generator Full Power
07/17/02 0700 1149 100 Turbine/Generator Full Power
07/17/02 0800 1150 100 Turbine/Generator Full Power
07/17/02 0900 1149 100 Turbine/Generator Full Power
07/17/02 1000 1149 100 Turbine/Generator Full Power
07/17/02 1100 1149 99.9 Turbine/Generator Full Power
07/17/02 1200 1150 99.9 Turbine/Generator Full Power
07/17/02 1300 1149 100 Turbine/Generator Full Power
07/17/02 1400 1149 99.9 Turbine/Generator Full Power
07/17/02 1500 1149 100 Turbine/Generator Full Power
07/17/02 1600 1149 99.9 Turbine/Generator Full Power
07/17/02 1700 1150 100 Turbine/Generator Full Power
07/17/02 1800 1149 100 Turbine/Generator Full Power
07/17/02 1900 1149 100 Turbine/Generator Full Power
07/17/02 2000 1149 100 Turbine/Generator Full Power
07/17/02 2100 1149 100 Turbine/Generator Full Power
07/17/02 2200 1149 100 Turbine/Generator Full Power
07/17/02 2300 1150 100 Turbine/Generator Full Power
07/17/02 2400 1150 100 Turbine/Generator Full Power
07/18/02 0100 1149 99.9 Turbine/Generator Full Power
07/18/02 0200 1150 100 Turbine/Generator Full Power
07/18/02 0300 1150 100 Turbine/Generator Full Power
07/18/02 0400 1150 100 Turbine/Generator Full Power
07/18/02 0500 1149 100 Turbine/Generator Full Power
07/18/02 0600 1150 100.1 Turbine/Generator Full Power
07/18/02 0700 1149 100 Turbine/Generator Full Power
07/18/02 0800 1149 100 Turbine/Generator Full Power
07/18/02 0900 1149 100 Turbine/Generator Full Power
07/18/02 1000 1149 99.9 Turbine/Generator Full Power
07/18/02 1100 1149 100 Turbine/Generator Full Power
07/18/02 1200 1149 100 Turbine/Generator Full Power
07/18/02 1300 1149 99.9 Turbine/Generator Full Power
07/18/02 1400 1149 100 Turbine/Generator Full Power
07/18/02 1500 1149 99.9 Turbine/Generator Full Power
07/18/02 1600 1149 100 Turbine/Generator Full Power
07/18/02 1700 1149 99.9 Turbine/Generator Full Power
07/18/02 1800 1149 100 Turbine/Generator Full Power
07/18/02 1900 1149 100 Turbine/Generator Full Power
07/18/02 2000 1149 100 Turbine/Generator Full Power
07/18/02 2100 1149 100 Turbine/Generator Full Power
07/18/02 2200 1149 100 Turbine/Generator Full Power
07/18/02 2300 1149 100 Turbine/Generator Full Power
07/18/02 2400 1150 100 Turbine/Generator Full Power
07/19/02 0100 1150 100 Turbine/Generator Full Power
07/19/02 0200 1150 100 Turbine/Generator Full Power



07/19/02 0300 1150 100 Turbine/Generator Full Power
07/19/02 0400 1150 100 Turbine/Generator Full Power
07/19/02 0500 1150 100 Turbine/Generator Full Power
07/19/02 0600 1150 100 Turbine/Generator Full Power
07/19/02 0700 1150 100 Turbine/Generator Full Power
07/19/02 0800 1150 100 Turbine/Generator Full Power
07/19/02 0900 1150 100 Turbine/Generator Full Power
07/19/02 1000 1150 99.9 Turbine/Generator Full Power
07/19/02 1100 1150 100 Turbine/Generator Full Power
07/19/02 1200 1150 100 Turbine/Generator Full Power
07/19/02 1300 1150 100 Turbine/Generator Full Power
07/19/02 1400 1149 100 Turbine/Generator Full Power
07/19/02 1500 1149 100 Turbine/Generator Full Power
07/19/02 1600 1149 100 Turbine/Generator Full Power
07/19/02 1700 1149 100 Turbine/Generator Full Power
07/19/02 1800 1149 100 Turbine/Generator Full Power
07/19/02 1900 1149 100 Turbine/Generator Full Power
07/19/02 2000 1149 100 Turbine/Generator Full Power
07/19/02 2100 1149 100 Turbine/Generator Full Power
07/19/02 2200 1149 100 Turbine/Generator Full Power
07/19/02 2300 1149 100 Turbine/Generator Full Power
07/19/02 2400 1149 100 Turbine/Generator Full Power
07/20/02 0100 1149 100 Turbine/Generator Full Power
07/20/02 0200 1149 99.9 Turbine/Generator Full Power
07/20/02 0300 1149 99.9 Turbine/Generator Full Power
07/20/02 0400 1150 100 Turbine/Generator Full Power
07/20/02 0500 1150 100 Turbine/Generator Full Power
07/20/02 0600 1150 100 Turbine/Generator Full Power
07/20/02 0700 1150 99.9 Turbine/Generator Full Power
07/20/02 0800 1150 100 Turbine/Generator Full Power
07/20/02 0900 1150 99.9 Turbine/Generator Full Power
07/20/02 1000 1150 99.9 Turbine/Generator Full Power
07/20/02 1100 1150 99.9 Turbine/Generator Full Power
07/20/02 1200 1149 99.9 Turbine/Generator Full Power
07/20/02 1300 1149 100 Turbine/Generator Full Power
07/20/02 1400 1149 100 Turbine/Generator Full Power
07/20/02 1500 1149 99.9 Turbine/Generator Full Power
07/20/02 1600 1149 99.9 Turbine/Generator Full Power
07/20/02 1700 1149 99.9 Turbine/Generator Full Power
07/20/02 1800 1149 99.9 Turbine/Generator Full Power
07/20/02 1900 1149 99.9 Turbine/Generator Full Power
07/20/02 2000 1151 100 Turbine/Generator Full Power
07/20/02 2100 1148 99.9 Turbine/Generator Full Power
07/20/02 2200 1148 99.9 Turbine/Generator Full Power
07/20/02 2300 1148 99.9 Turbine/Generator Full Power
07/20/02 2400 1150 99.9 Turbine/Generator Full Power
07/21/02 0100 1150 99.9 Turbine/Generator Full Power
07/21/02 0200 1150 99.9 Turbine/Generator Full Power
07/21/02 0300 1149 99.9 Turbine/Generator Full Power
07/21/02 0400 1149 99.9 Turbine/Generator Full Power
07/21/02 0500 1150 100 Turbine/Generator Full Power
07/21/02 0600 1149 100 Turbine/Generator Full Power
07/21/02 0700 1149 100 Turbine/Generator Full Power
07/21/02 0800 1150 100 Turbine/Generator Full Power
07/21/02 0900 1149 99.9 Turbine/Generator Full Power
07/21/02 1000 1149 100 Turbine/Generator Full Power
07/21/02 1100 1149 99.9 Turbine/Generator Full Power
07/21/02 1200 1149 99.9 Turbine/Generator Full Power



07/21/02 1300 1149 99.9 Turbine/Generator Full Power
07/21/02 1400 1149 100 Turbine/Generator Full Power
07/21/02 1500 1149 100 Turbine/Generator Full Power
07/21/02 1600 1149 100 Turbine/Generator Full Power
07/21/02 1700 1149 100 Turbine/Generator Full Power
07/21/02 1800 1149 100 Turbine/Generator Full Power
07/21/02 1900 1149 99.9 Turbine/Generator Full Power
07/21/02 2000 1149 100 Turbine/Generator Full Power
07/21/02 2100 1150 99.9 Turbine/Generator Full Power
07/21/02 2200 1149 99.9 Turbine/Generator Full Power
07/21/02 2300 1150 99.9 Turbine/Generator Full Power
07/21/02 2400 1150 99.9 Turbine/Generator Full Power
07/22/02 0100 1148 99.9 Turbine/Generator Full Power
07/22/02 0200 1148 99.9 Turbine/Generator Full Power
07/22/02 0300 1148 99.9 Turbine/Generator Full Power
07/22/02 0400 1149 99.9 Turbine/Generator Full Power
07/22/02 0500 1148 99.9 Turbine/Generator Full Power
07/22/02 0600 1148 99.9 Turbine/Generator Full Power
07/22/02 0700 1148 99.9 Turbine/Generator Full Power
07/22/02 0800 1149 99.9 Turbine/Generator Full Power
07/22/02 0900 1150 99.9 Turbine/Generator Full Power
07/22/02 1000 1150 100 Turbine/Generator Full Power
07/22/02 1100 1149 100 Turbine/Generator Full Power
07/22/02 1200 1149 100 Turbine/Generator Full Power
07/22/02 1300 1150 99.9 Turbine/Generator Full Power
07/22/02 1400 1149 100 Turbine/Generator Full Power
07/22/02 1500 1149 100 Turbine/Generator Full Power
07/22/02 1600 1149 100 Turbine/Generator Full Power
07/22/02 1700 1150 100 Turbine/Generator Full Power
07/22/02 1800 1150 100 Turbine/Generator Full Power
07/22/02 1900 1150 100 Turbine/Generator Full Power
07/22/02 2000 1150 100 Turbine/Generator Full Power
07/22/02 2100 1150 99.9 Turbine/Generator Full Power
07/22/02 2200 1150 100 Turbine/Generator Full Power
07/22/02 2300 1150 100 Turbine/Generator Full Power
07/22/02 2400 1149 100 Turbine/Generator Full Power
07/23/02 0100 1149 100 Turbine/Generator Full Power
07/23/02 0200 1149 100 Turbine/Generator Full Power
07/23/02 0300 1149 99.9 Turbine/Generator Full Power
07/23/02 0400 1149 99.9 Turbine/Generator Full Power
07/23/02 0500 1149 100 Turbine/Generator Full Power
07/23/02 0600 1149 99.9 Turbine/Generator Full Power
07/23/02 0700 1149 99.9 Turbine/Generator Full Power
07/23/02 0800 1149 100 Turbine/Generator Full Power
07/23/02 0900 1150 100 Turbine/Generator Full Power
07/23/02 1000 1150 100 Turbine/Generator Full Power
07/23/02 1100 1149 99.9 Turbine/Generator Full Power
07/23/02 1200 1149 100 Turbine/Generator Full Power
07/23/02 1300 1149 100 Turbine/Generator Full Power
07/23/02 1400 1150 100 Turbine/Generator Full Power
07/23/02 1500 1149 99.9 Turbine/Generator Full Power
07/23/02 1600 1149 100 Turbine/Generator Full Power
07/23/02 1700 1149 99.9 Turbine/Generator Full Power
07/23/02 1800 1150 100 Turbine/Generator Full Power
07/23/02 1900 1150 100 Turbine/Generator Full Power
07/23/02 2000 1150 99.9 Turbine/Generator Full Power
07/23/02 2100 1150 100 Turbine/Generator Full Power
07/23/02 2200 1150 99.9 Turbine/Generator Full Power



07/23/02 2300 1150 99.9 Turbine/Generator Full Power
07/23/02 2400 1149 99.9 Turbine/Generator Full Power
07/24/02 0100 1150 100 Turbine/Generator Full Power
07/24/02 0200 1150 100 Turbine/Generator Full Power
07/24/02 0300 1149 99.9 Turbine/Generator Full Power
07/24/02 0400 1149 99.9 Turbine/Generator Full Power
07/24/02 0500 1149 100 Turbine/Generator Full Power
07/24/02 0600 1149 100 Turbine/Generator Full Power
07/24/02 0700 1149 100 Turbine/Generator Full Power
07/24/02 0800 1150 99.9 Turbine/Generator Full Power
07/24/02 0900 1150 100 Turbine/Generator Full Power
07/24/02 1000 1150 100 Turbine/Generator Full Power
07/24/02 1100 1150 100 Turbine/Generator Full Power
07/24/02 1200 1150 100 Turbine/Generator Full Power
07/24/02 1300 1150 100 Turbine/Generator Full Power
07/24/02 1400 1149 100 Turbine/Generator Full Power
07/24/02 1500 1149 99.9 Turbine/Generator Full Power
07/24/02 1600 1149 100 Turbine/Generator Full Power
07/24/02 1700 1150 100 Turbine/Generator Full Power
07/24/02 1800 1150 100 Turbine/Generator Full Power
07/24/02 1900 1150 100 Turbine/Generator Full Power
07/24/02 2000 1150 100 Turbine/Generator Full Power
07/24/02 2100 1150 100 Turbine/Generator Full Power
07/24/02 2200 1150 100 Turbine/Generator Full Power
07/24/02 2300 1150 100 Turbine/Generator Full Power
07/24/02 2400 1150 100 Turbine/Generator Full Power
07/25/02 0100 1150 99.9 Turbine/Generator Full Power
07/25/02 0200 1151 99.9 Turbine/Generator Full Power
07/25/02 0300 1150 99.9 Turbine/Generator Full Power
07/25/02 0400 1150 99.9 Turbine/Generator Full Power
07/25/02 0500 1150 100 Turbine/Generator Full Power
07/25/02 0600 1150 100 Turbine/Generator Full Power
07/25/02 0700 1150 100 Turbine/Generator Full Power
07/25/02 0800 1150 100 Turbine/Generator Full Power
07/25/02 0900 1150 99.9 Turbine/Generator Full Power
07/25/02 1000 1150 100 Turbine/Generator Full Power
07/25/02 1100 1150 100 Turbine/Generator Full Power
07/25/02 1200 1150 99.9 Turbine/Generator Full Power
07/25/02 1300 1149 100 Turbine/Generator Full Power
07/25/02 1400 1149 99.9 Turbine/Generator Full Power
07/25/02 1500 1150 100 Turbine/Generator Full Power
07/25/02 1600 1150 100 Turbine/Generator Full Power
07/25/02 1700 1150 100 Turbine/Generator Full Power
07/25/02 1800 1150 100 Turbine/Generator Full Power
07/25/02 1900 1150 99.9 Turbine/Generator Full Power
07/25/02 2000 1150 99.9 Turbine/Generator Full Power
07/25/02 2100 1150 100 Turbine/Generator Full Power
07/25/02 2200 1150 99.9 Turbine/Generator Full Power
07/25/02 2300 1150 100 Turbine/Generator Full Power
07/25/02 2400 1150 99.9 Turbine/Generator Full Power
07/26/02 0100 1150 100 Turbine/Generator Full Power
07/26/02 0200 1150 100 Turbine/Generator Full Power
07/26/02 0300 1150 100 Turbine/Generator Full Power
07/26/02 0400 1150 100 Turbine/Generator Full Power
07/26/02 0500 1150 100 Turbine/Generator Full Power
07/26/02 0600 1150 99.9 Turbine/Generator Full Power
07/26/02 0700 1150 99.9 Turbine/Generator Full Power
07/26/02 0800 1150 99.9 Turbine/Generator Full Power



07/26/02 0900 1151 99.9 Turbine/Generator Full Power
07/26/02 1000 1151 100 Turbine/Generator Full Power
07/26/02 1100 1150 99.9 Turbine/Generator Full Power
07/26/02 1200 1150 99.9 Turbine/Generator Full Power
07/26/02 1300 1151 99.9 Turbine/Generator Full Power
07/26/02 1400 1150 100 Turbine/Generator Full Power
07/26/02 1500 1151 100 Turbine/Generator Full Power
07/26/02 1600 1150 100 Turbine/Generator Full Power
07/26/02 1700 1151 100 Turbine/Generator Full Power
07/26/02 1800 1151 100 Turbine/Generator Full Power
07/26/02 1900 1150 100 Turbine/Generator Full Power
07/26/02 2000 1150 100 Turbine/Generator Full Power
07/26/02 2100 1151 100 Turbine/Generator Full Power
07/26/02 2200 1150 100 Turbine/Generator Full Power
07/26/02 2300 1151 100 Turbine/Generator Full Power
07/26/02 2400 1151 100 Turbine/Generator Full Power
07/27/02 0100 1150 100 Turbine/Generator Full Power
07/27/02 0200 1150 100 Turbine/Generator Full Power
07/27/02 0300 1150 99.9 Turbine/Generator Full Power
07/27/02 0400 1150 100 Turbine/Generator Full Power
07/27/02 0500 1149 99.9 Turbine/Generator Full Power
07/27/02 0600 1150 99.9 Turbine/Generator Full Power
07/27/02 0700 1150 99.9 Turbine/Generator Full Power
07/27/02 0800 1150 100 Turbine/Generator Full Power
07/27/02 0900 1150 99.9 Turbine/Generator Full Power
07/27/02 1000 1150 100 Turbine/Generator Full Power
07/27/02 1100 1150 99.9 Turbine/Generator Full Power
07/27/02 1200 1150 100 Turbine/Generator Full Power
07/27/02 1300 1150 100 Turbine/Generator Full Power
07/27/02 1400 1150 99.9 Turbine/Generator Full Power
07/27/02 1500 1150 100 Turbine/Generator Full Power
07/27/02 1600 1150 100 Turbine/Generator Full Power
07/27/02 1700 1150 100 Turbine/Generator Full Power
07/27/02 1800 1150 99.9 Turbine/Generator Full Power
07/27/02 1900 1150 100 Turbine/Generator Full Power
07/27/02 2000 1150 100 Turbine/Generator Full Power
07/27/02 2100 1150 100 Turbine/Generator Full Power
07/27/02 2200 1150 100 Turbine/Generator Full Power
07/27/02 2300 1150 100 Turbine/Generator Full Power
07/27/02 2400 1150 100 Turbine/Generator Full Power
07/28/02 0100 1150 100 Turbine/Generator Full Power
07/28/02 0200 1150 100 Turbine/Generator Full Power
07/28/02 0300 1150 100 Turbine/Generator Full Power
07/28/02 0400 1150 100 Turbine/Generator Full Power
07/28/02 0500 1149 99 Turbine/Generator Full Power
07/28/02 0600 1149 100 Turbine/Generator Full Power
07/28/02 0700 1150 100 Turbine/Generator Full Power
07/28/02 0800 1150 99.9 Turbine/Generator Full Power
07/28/02 0900 1150 100 Turbine/Generator Full Power
07/28/02 1000 1150 99.9 Turbine/Generator Full Power
07/28/02 1100 1150 99.9 Turbine/Generator Full Power
07/28/02 1200 1150 100 Turbine/Generator Full Power
07/28/02 1300 1150 99.9 Turbine/Generator Full Power
07/28/02 1400 1150 99.9 Turbine/Generator Full Power
07/28/02 1500 1148 100 Turbine/Generator Full Power
07/28/02 1600 1148 100 Turbine/Generator Full Power
07/28/02 1700 1148 99.9 Turbine/Generator Full Power
07/28/02 1800 1148 99.9 Turbine/Generator Full Power



07/28/02 1900 1149 99.9 Turbine/Generator Full Power
07/28/02 2000 1149 100 Turbine/Generator Full Power
07/28/02 2100 1150 100 Turbine/Generator Full Power
07/28/02 2200 1150 100 Turbine/Generator Full Power
07/28/02 2300 1150 100.1 Turbine/Generator Full Power
07/28/02 2400 1150 99.9 Turbine/Generator Full Power
07/29/02 0100 1149 100 Turbine/Generator Full Power
07/29/02 0200 1148 100 Turbine/Generator Full Power
07/29/02 0300 1149 100 Turbine/Generator Full Power
07/29/02 0400 1148 100 Turbine/Generator Full Power
07/29/02 0500 1149 100 Turbine/Generator Full Power
07/29/02 0600 1149 100 Turbine/Generator Full Power
07/29/02 0700 1149 100 Turbine/Generator Full Power
07/29/02 0800 1149 100 Turbine/Generator Full Power
07/29/02 0900 1150 100 Turbine/Generator Full Power
07/29/02 1000 1150 99.9 Turbine/Generator Full Power
07/29/02 1100 1150 100 Turbine/Generator Full Power
07/29/02 1200 1150 100 Turbine/Generator Full Power
07/29/02 1300 1150 100 Turbine/Generator Full Power
07/29/02 1400 1149 100 Turbine/Generator Full Power
07/29/02 1500 1150 100 Turbine/Generator Full Power
07/29/02 1600 1150 100 Turbine/Generator Full Power
07/29/02 1700 1149 100 Turbine/Generator Full Power
07/29/02 1800 1149 99.9 Turbine/Generator Full Power
07/29/02 1900 1149 99.9 Turbine/Generator Full Power
07/29/02 2000 1149 100 Turbine/Generator Full Power
07/29/02 2100 1150 99.9 Turbine/Generator Full Power
07/29/02 2200 1149 99.9 Turbine/Generator Full Power
07/29/02 2300 1151 99.9 Turbine/Generator Full Power
07/29/02 2400 1150 100 Turbine/Generator Full Power
07/30/02 0100 1151 100 Turbine/Generator Full Power
07/30/02 0200 1151 100 Turbine/Generator Full Power
07/30/02 0300 1150 99.9 Turbine/Generator Full Power
07/30/02 0400 1150 99.9 Turbine/Generator Full Power
07/30/02 0500 1150 100 Turbine/Generator Full Power
07/30/02 0600 1150 100 Turbine/Generator Full Power
07/30/02 0700 1150 100 Turbine/Generator Full Power
07/30/02 0800 1149 100 Turbine/Generator Full Power
07/30/02 0900 1149 100 Turbine/Generator Full Power
07/30/02 1000 1150 99.9 Turbine/Generator Full Power
07/30/02 1100 1149 100 Turbine/Generator Full Power
07/30/02 1200 1150 100 Turbine/Generator Full Power
07/30/02 1300 1150 100 Turbine/Generator Full Power
07/30/02 1400 1150 100 Turbine/Generator Full Power
07/30/02 1500 1142 99.1 14:20 DEHC problems due to leaking AC unit.
07/30/02 1600 1144 99.8 Attempted to switch DEHC back from manual to auto, but
07/30/02 1700 1144 99.7 a power excursion occurred when all four MS Governor
07/30/02 1800 1144 99.9 Valves opened to 75% open position.  Then manually
07/30/02 1900 1144 99.7 reduced RX power to address the situation.
07/30/02 2000 1144 99.7 Holding at slightly reduced power.
07/30/02 2100 1144 99.7 Holding at slightly reduced power.
07/30/02 2200 1144 99.7 Holding at slightly reduced power.
07/30/02 2300 1144 99.7 Holding at slightly reduced power.
07/30/02 2400 1144 99.7 Holding at slightly reduced power.
07/31/02 0100 1144 99.7 Holding at slightly reduced power.
07/31/02 0200 1144 99.7 Holding at slightly reduced power.
07/31/02 0300 1144 99.6 Holding at slightly reduced power.
07/31/02 0400 1144 99.7 Holding at slightly reduced power.



07/31/02 0500 1144 99.7 Holding at slightly reduced power.
07/31/02 0600 1144 99.7 Holding at slightly reduced power.
07/31/02 0700 1144 99.7 Holding at slightly reduced power.
07/31/02 0800 1144 99.7 Holding at slightly reduced power.
07/31/02 0900 1144 99.7 Holding at slightly reduced power.
07/31/02 1000 1144 99.7 Holding at slightly reduced power.
07/31/02 1100 1144 99.6 Holding at slightly reduced power.
07/31/02 1200 1144 99.7 Holding at slightly reduced power.
07/31/02 1300 1144 99.7 Holding at slightly reduced power.
07/31/02 1400 1144 99.7 Holding at slightly reduced power.
07/31/02 1500 1144 99.6 Holding at slightly reduced power.
07/31/02 1600 1048 92.1 Holding at slightly reduced power.
07/31/02 1700 969 85.1 Holding at slightly reduced power.
07/31/02 1800 972 84.6 Worked on DEHC unit.
07/31/02 1900 1029 88.7 Ramp up to full power
07/31/02 2000 1102 97 Ramp up to full power
07/31/02 2100 1105 96.8 Ramp up to full power
07/31/02 2200 1105 96.3 Ramp up to full power
07/31/02 2300 1138 99.3 Ramp up to full power
07/31/02 2400 1147 99.8 Turbine/Generator Full Power
08/01/02 0100 1143 99.4 Turbine/Generator Full Power
08/01/02 0200 1143 99.4 Turbine/Generator Full Power
08/01/02 0300 1148 99.8 Turbine/Generator Full Power
08/01/02 0400 1149 100 Turbine/Generator Full Power
08/01/02 0500 1150 100 Turbine/Generator Full Power
08/01/02 0600 1150 100 Turbine/Generator Full Power
08/01/02 0700 1150 99.9 Turbine/Generator Full Power
08/01/02 0800 1149 99.9 Turbine/Generator Full Power
08/01/02 0900 1149 99.9 Turbine/Generator Full Power
08/01/02 1000 1150 99.9 Turbine/Generator Full Power
08/01/02 1100 1149 99.8 Turbine/Generator Full Power
08/01/02 1200 1149 99.9 Turbine/Generator Full Power
08/01/02 1300 1149 99.9 Turbine/Generator Full Power
08/01/02 1400 1149 99.9 Turbine/Generator Full Power
08/01/02 1500 1149 99.9 Turbine/Generator Full Power
08/01/02 1600 1149 99.9 Turbine/Generator Full Power
08/01/02 1700 1150 99.9 Turbine/Generator Full Power
08/01/02 1800 1150 100 Turbine/Generator Full Power
08/01/02 1900 1150 100 Turbine/Generator Full Power
08/01/02 2000 1150 100 Turbine/Generator Full Power
08/01/02 2100 1149 99.9 Turbine/Generator Full Power
08/01/02 2200 1149 99.9 Turbine/Generator Full Power
08/01/02 2300 1149 99.9 Turbine/Generator Full Power
08/01/02 2400 1150 100 Turbine/Generator Full Power
08/02/02 0100 1150 99.9 Turbine/Generator Full Power
08/02/02 0200 1150 99.9 Turbine/Generator Full Power
08/02/02 0300 1149 99.9 Turbine/Generator Full Power
08/02/02 0400 1150 100 Turbine/Generator Full Power
08/02/02 0500 1150 100 Turbine/Generator Full Power
08/02/02 0600 1150 99.9 Turbine/Generator Full Power
08/02/02 0700 1149 100 Turbine/Generator Full Power
08/02/02 0800 1149 100 Turbine/Generator Full Power
08/02/02 0900 1150 100 Turbine/Generator Full Power
08/02/02 1000 1150 99.9 Turbine/Generator Full Power
08/02/02 1100 1150 100 Turbine/Generator Full Power
08/02/02 1200 1149 100 Turbine/Generator Full Power
08/02/02 1300 1149 99.9 Turbine/Generator Full Power
08/02/02 1400 1150 99.9 Turbine/Generator Full Power



08/02/02 1500 1149 99.9 Turbine/Generator Full Power
08/02/02 1600 1150 99.9 Turbine/Generator Full Power
08/02/02 1700 1149 100 Turbine/Generator Full Power
08/02/02 1800 1149 100 Turbine/Generator Full Power
08/02/02 1900 1149 100 Turbine/Generator Full Power
08/02/02 2000 1149 100 Turbine/Generator Full Power
08/02/02 2100 1149 99.9 Turbine/Generator Full Power
08/02/02 2200 1149 99.9 Turbine/Generator Full Power
08/02/02 2300 1150 99.9 Turbine/Generator Full Power
08/02/02 2400 1150 100 Turbine/Generator Full Power
08/03/02 0100 1151 99.9 Turbine/Generator Full Power
08/03/02 0200 1151 100 Turbine/Generator Full Power
08/03/02 0300 1150 100 Turbine/Generator Full Power
08/03/02 0400 1150 100 Turbine/Generator Full Power
08/03/02 0500 1151 100 Turbine/Generator Full Power
08/03/02 0600 1151 100 Turbine/Generator Full Power
08/03/02 0700 1151 100 Turbine/Generator Full Power
08/03/02 0800 1149 100 Turbine/Generator Full Power
08/03/02 0900 1151 100 Turbine/Generator Full Power
08/03/02 1000 1150 100 Turbine/Generator Full Power
08/03/02 1100 1150 100 Turbine/Generator Full Power
08/03/02 1200 1150 100 Turbine/Generator Full Power
08/03/02 1300 1149 100 Turbine/Generator Full Power
08/03/02 1400 1149 100 Turbine/Generator Full Power
08/03/02 1500 1150 100 Turbine/Generator Full Power
08/03/02 1600 1149 100 Turbine/Generator Full Power
08/03/02 1700 1150 100 Turbine/Generator Full Power
08/03/02 1800 1150 100 Turbine/Generator Full Power
08/03/02 1900 1150 100 Turbine/Generator Full Power
08/03/02 2000 1149 100 Turbine/Generator Full Power
08/03/02 2100 1149 100 Turbine/Generator Full Power
08/03/02 2200 1149 99.9 Turbine/Generator Full Power
08/03/02 2300 1149 100 Turbine/Generator Full Power
08/03/02 2400 1149 100 Turbine/Generator Full Power
08/04/02 0100 1149 100 Turbine/Generator Full Power
08/04/02 0200 1149 99.9 Turbine/Generator Full Power
08/04/02 0300 1149 100 Turbine/Generator Full Power
08/04/02 0400 1149 100 Turbine/Generator Full Power
08/04/02 0500 1150 100 Turbine/Generator Full Power
08/04/02 0600 1151 100 Turbine/Generator Full Power
08/04/02 0700 1151 100 Turbine/Generator Full Power
08/04/02 0800 1150 100 Turbine/Generator Full Power
08/04/02 0900 1150 100 Turbine/Generator Full Power
08/04/02 1000 1150 100 Turbine/Generator Full Power
08/04/02 1100 1149 100 Turbine/Generator Full Power
08/04/02 1200 1149 100 Turbine/Generator Full Power
08/04/02 1300 1150 100 Turbine/Generator Full Power
08/04/02 1400 1150 100 Turbine/Generator Full Power
08/04/02 1500 1150 100 Turbine/Generator Full Power
08/04/02 1600 1150 100 Turbine/Generator Full Power
08/04/02 1700 1151 100 Turbine/Generator Full Power
08/04/02 1800 1150 100 Turbine/Generator Full Power
08/04/02 1900 1150 100 Turbine/Generator Full Power
08/04/02 2000 1150 100 Turbine/Generator Full Power
08/04/02 2100 1150 100 Turbine/Generator Full Power
08/04/02 2200 1150 100 Turbine/Generator Full Power
08/04/02 2300 1150 100 Turbine/Generator Full Power
08/04/02 2400 1150 100 Turbine/Generator Full Power



08/05/02 0100 1150 99.9 Turbine/Generator Full Power
08/05/02 0200 1150 100 Turbine/Generator Full Power
08/05/02 0300 1151 99.9 Turbine/Generator Full Power
08/05/02 0400 1150 100 Turbine/Generator Full Power
08/05/02 0500 1150 100 Turbine/Generator Full Power
08/05/02 0600 1151 99.9 Turbine/Generator Full Power
08/05/02 0700 1151 100 Turbine/Generator Full Power
08/05/02 0800 1150 100 Turbine/Generator Full Power
08/05/02 0900 1150 99.9 Turbine/Generator Full Power
08/05/02 1000 1150 100 Turbine/Generator Full Power
08/05/02 1100 1149 100 Turbine/Generator Full Power
08/05/02 1200 1149 100 Turbine/Generator Full Power
08/05/02 1300 1149 100 Turbine/Generator Full Power
08/05/02 1400 1149 99.9 Turbine/Generator Full Power
08/05/02 1500 1149 99.9 Turbine/Generator Full Power
08/05/02 1600 1150 100 Turbine/Generator Full Power
08/05/02 1700 1150 100 Turbine/Generator Full Power
08/05/02 1800 1151 100 Turbine/Generator Full Power
08/05/02 1900 1151 100 Turbine/Generator Full Power
08/05/02 2000 1151 100 Turbine/Generator Full Power
08/05/02 2100 1151 101.2 Turbine/Generator Full Power
08/05/02 2200 1151 100 Turbine/Generator Full Power
08/05/02 2300 1150 101.2 Turbine/Generator Full Power
08/05/02 2400 1150 101.2 Turbine/Generator Full Power
08/06/02 0100 1151 100 Turbine/Generator Full Power
08/06/02 0200 1150 99.9 Turbine/Generator Full Power
08/06/02 0300 1150 100 Turbine/Generator Full Power
08/06/02 0400 1151 99.9 Turbine/Generator Full Power
08/06/02 0500 1150 100 Turbine/Generator Full Power
08/06/02 0600 1149 100 Turbine/Generator Full Power
08/06/02 0700 1148 99.9 Turbine/Generator Full Power
08/06/02 0800 1149 100 Turbine/Generator Full Power
08/06/02 0900 1150 100 Turbine/Generator Full Power
08/06/02 1000 1150 100 Turbine/Generator Full Power
08/06/02 1100 1150 100 Turbine/Generator Full Power
08/06/02 1200 1149 100 Turbine/Generator Full Power
08/06/02 1300 1149 100 Turbine/Generator Full Power
08/06/02 1400 1149 100 Turbine/Generator Full Power
08/06/02 1500 1149 100 Turbine/Generator Full Power
08/06/02 1600 1150 100 Turbine/Generator Full Power
08/06/02 1700 1150 100 Turbine/Generator Full Power
08/06/02 1800 1150 100 Turbine/Generator Full Power
08/06/02 1900 1150 100 Turbine/Generator Full Power
08/06/02 2000 1149 99.9 Turbine/Generator Full Power
08/06/02 2100 1151 100 Turbine/Generator Full Power
08/06/02 2200 1150 100 Turbine/Generator Full Power
08/06/02 2300 1151 99.9 Turbine/Generator Full Power
08/06/02 2400 1150 99.9 Turbine/Generator Full Power
08/07/02 0100 1150 99.9 Turbine/Generator Full Power
08/07/02 0200 1150 100 Turbine/Generator Full Power
08/07/02 0300 1151 100 Turbine/Generator Full Power
08/07/02 0400 1151 100 Turbine/Generator Full Power
08/07/02 0500 1151 100 Turbine/Generator Full Power
08/07/02 0600 1151 100 Turbine/Generator Full Power
08/07/02 0700 1151 100 Turbine/Generator Full Power
08/07/02 0800 1151 100 Turbine/Generator Full Power
08/07/02 0900 1151 100 Turbine/Generator Full Power
08/07/02 1000 1151 100 Turbine/Generator Full Power



08/07/02 1100 1151 100 Turbine/Generator Full Power
08/07/02 1200 1151 100 Turbine/Generator Full Power
08/07/02 1300 1150 100 Turbine/Generator Full Power
08/07/02 1400 1151 100 Turbine/Generator Full Power
08/07/02 1500 1151 100 Turbine/Generator Full Power
08/07/02 1600 1151 100 Turbine/Generator Full Power
08/07/02 1700 1151 100 Turbine/Generator Full Power
08/07/02 1800 1151 100 Turbine/Generator Full Power
08/07/02 1900 1151 100 Turbine/Generator Full Power
08/07/02 2000 1151 100 Turbine/Generator Full Power
08/07/02 2100 1152 100 Turbine/Generator Full Power
08/07/02 2200 1151 100 Turbine/Generator Full Power
08/07/02 2300 1152 100.1 Turbine/Generator Full Power
08/07/02 2400 1151 100.1 Turbine/Generator Full Power
08/08/02 0100 1152 100 Turbine/Generator Full Power
08/08/02 0200 1152 99.9 Turbine/Generator Full Power
08/08/02 0300 1152 100 Turbine/Generator Full Power
08/08/02 0400 1152 100 Turbine/Generator Full Power
08/08/02 0500 1151 100 Turbine/Generator Full Power
08/08/02 0600 1151 100 Turbine/Generator Full Power
08/08/02 0700 1151 100 Turbine/Generator Full Power
08/08/02 0800 1151 100 Turbine/Generator Full Power
08/08/02 0900 1151 99.9 Turbine/Generator Full Power
08/08/02 1000 1151 100 Turbine/Generator Full Power
08/08/02 1100 1151 100 Turbine/Generator Full Power
08/08/02 1200 1151 100 Turbine/Generator Full Power
08/08/02 1300 1150 100 Turbine/Generator Full Power
08/08/02 1400 1150 99.9 Turbine/Generator Full Power
08/08/02 1500 1150 100 Turbine/Generator Full Power
08/08/02 1600 1151 100 Turbine/Generator Full Power
08/08/02 1700 1150 99.9 Turbine/Generator Full Power
08/08/02 1800 1151 100 Turbine/Generator Full Power
08/08/02 1900 1151 100.2 Turbine/Generator Full Power
08/08/02 2000 1151 100.2 Turbine/Generator Full Power
08/08/02 2100 1151 100 Turbine/Generator Full Power
08/08/02 2200 1150 100 Turbine/Generator Full Power
08/08/02 2300 1152 100 Turbine/Generator Full Power
08/08/02 2400 1152 100 Turbine/Generator Full Power
08/09/02 0100 1151 100 Turbine/Generator Full Power
08/09/02 0200 1151 100 Turbine/Generator Full Power
08/09/02 0300 1151 100 Turbine/Generator Full Power
08/09/02 0400 1150 100 Turbine/Generator Full Power
08/09/02 0500 1151 100 Turbine/Generator Full Power
08/09/02 0600 1151 100 Turbine/Generator Full Power
08/09/02 0700 1150 100 Turbine/Generator Full Power
08/09/02 0800 1150 100 Turbine/Generator Full Power
08/09/02 0900 1150 100 Turbine/Generator Full Power
08/09/02 1000 1151 99.9 Turbine/Generator Full Power
08/09/02 1100 1151 100 Turbine/Generator Full Power
08/09/02 1200 1151 100 Turbine/Generator Full Power
08/09/02 1300 1150 99.9 Turbine/Generator Full Power
08/09/02 1400 1150 99.9 Turbine/Generator Full Power
08/09/02 1500 1150 100 Turbine/Generator Full Power
08/09/02 1600 1150 100 Turbine/Generator Full Power
08/09/02 1700 1150 99.9 Turbine/Generator Full Power
08/09/02 1800 1149 100 Turbine/Generator Full Power
08/09/02 1900 1150 99.9 Turbine/Generator Full Power
08/09/02 2000 1151 100 Turbine/Generator Full Power



08/09/02 2100 1150 100 Turbine/Generator Full Power
08/09/02 2200 1150 100 Turbine/Generator Full Power
08/09/02 2300 1150 100 Turbine/Generator Full Power
08/09/02 2400 1151 99.9 Turbine/Generator Full Power
08/10/02 0100 1150 99.9 Turbine/Generator Full Power
08/10/02 0200 1150 99.9 Turbine/Generator Full Power
08/10/02 0300 1150 100 Turbine/Generator Full Power
08/10/02 0400 1150 100 Turbine/Generator Full Power
08/10/02 0500 1150 100 Turbine/Generator Full Power
08/10/02 0600 1150 99.9 Turbine/Generator Full Power
08/10/02 0700 1150 100 Turbine/Generator Full Power
08/10/02 0800 1150 100 Turbine/Generator Full Power
08/10/02 0900 1151 100 Turbine/Generator Full Power
08/10/02 1000 1151 99.9 Turbine/Generator Full Power
08/10/02 1100 1150 100 Turbine/Generator Full Power
08/10/02 1200 1151 100 Turbine/Generator Full Power
08/10/02 1300 1151 100 Turbine/Generator Full Power
08/10/02 1400 1150 99.9 Turbine/Generator Full Power
08/10/02 1500 1150 100 Turbine/Generator Full Power
08/10/02 1600 1150 100 Turbine/Generator Full Power
08/10/02 1700 1150 100 Turbine/Generator Full Power
08/10/02 1800 1151 99.9 Turbine/Generator Full Power
08/10/02 1900 1151 100 Turbine/Generator Full Power
08/10/02 2000 1151 99.9 Turbine/Generator Full Power
08/10/02 2100 1152 100 Turbine/Generator Full Power
08/10/02 2200 1152 100 Turbine/Generator Full Power
08/10/02 2300 1152 100 Turbine/Generator Full Power
08/10/02 2400 1152 100 Turbine/Generator Full Power
08/11/02 0100 1152 100 Turbine/Generator Full Power
08/11/02 0200 1152 100 Turbine/Generator Full Power
08/11/02 0300 1152 100 Turbine/Generator Full Power
08/11/02 0400 1152 100 Turbine/Generator Full Power
08/11/02 0500 1152 100 Turbine/Generator Full Power
08/11/02 0600 1152 100 Turbine/Generator Full Power
08/11/02 0700 1152 100 Turbine/Generator Full Power
08/11/02 0800 1151 100 Turbine/Generator Full Power
08/11/02 0900 1152 100 Turbine/Generator Full Power
08/11/02 1000 1151 100 Turbine/Generator Full Power
08/11/02 1100 1151 100 Turbine/Generator Full Power
08/11/02 1200 1151 100 Turbine/Generator Full Power
08/11/02 1300 1151 100 Turbine/Generator Full Power
08/11/02 1400 1151 100 Turbine/Generator Full Power
08/11/02 1500 1151 100 Turbine/Generator Full Power
08/11/02 1600 1151 100 Turbine/Generator Full Power
08/11/02 1700 1151 100 Turbine/Generator Full Power
08/11/02 1800 1152 100 Turbine/Generator Full Power
08/11/02 1900 1152 99.9 Turbine/Generator Full Power
08/11/02 2000 1151 100 Turbine/Generator Full Power
08/11/02 2100 1152 100 Turbine/Generator Full Power
08/11/02 2200 1152 100 Turbine/Generator Full Power
08/11/02 2300 1152 100 Turbine/Generator Full Power
08/11/02 2400 1152 100 Turbine/Generator Full Power
08/12/02 0100 1152 100 Turbine/Generator Full Power
08/12/02 0200 1152 100 Turbine/Generator Full Power
08/12/02 0300 1152 100 Turbine/Generator Full Power
08/12/02 0400 1152 100 Turbine/Generator Full Power
08/12/02 0500 1152 100 Turbine/Generator Full Power
08/12/02 0600 1152 100 Turbine/Generator Full Power



08/12/02 0700 1151 100 Turbine/Generator Full Power
08/12/02 0800 1151 100 Turbine/Generator Full Power
08/12/02 0900 1150 100 Turbine/Generator Full Power
08/12/02 1000 1150 100 Turbine/Generator Full Power
08/12/02 1100 1151 100 Turbine/Generator Full Power
08/12/02 1200 1151 100 Turbine/Generator Full Power
08/12/02 1300 1150 100 Turbine/Generator Full Power
08/12/02 1400 1151 100 Turbine/Generator Full Power
08/12/02 1500 1152 100 Turbine/Generator Full Power
08/12/02 1600 1152 100 Turbine/Generator Full Power
08/12/02 1700 1152 99.9 Turbine/Generator Full Power
08/12/02 1800 1151 100 Turbine/Generator Full Power
08/12/02 1900 1151 100 Turbine/Generator Full Power
08/12/02 2000 1150 100 Turbine/Generator Full Power
08/12/02 2100 1151 100 Turbine/Generator Full Power
08/12/02 2200 1151 100 Turbine/Generator Full Power
08/12/02 2300 1151 100 Turbine/Generator Full Power
08/12/02 2400 1151 100 Turbine/Generator Full Power
08/13/02 0100 1152 100 Turbine/Generator Full Power
08/13/02 0200 1151 100 Turbine/Generator Full Power
08/13/02 0300 1150 100 Turbine/Generator Full Power
08/13/02 0400 1151 100 Turbine/Generator Full Power
08/13/02 0500 1151 100 Turbine/Generator Full Power
08/13/02 0600 1150 100 Turbine/Generator Full Power
08/13/02 0700 1151 100 Turbine/Generator Full Power
08/13/02 0800 1150 100 Turbine/Generator Full Power
08/13/02 0900 1151 100 Turbine/Generator Full Power
08/13/02 1000 1148 100 Turbine/Generator Full Power
08/13/02 1100 1151 100 Turbine/Generator Full Power
08/13/02 1200 1150 100 Turbine/Generator Full Power
08/13/02 1300 1151 100 Turbine/Generator Full Power
08/13/02 1400 1150 100 Turbine/Generator Full Power
08/13/02 1500 1150 99.9 Turbine/Generator Full Power
08/13/02 1600 1151 99.9 Turbine/Generator Full Power
08/13/02 1700 1152 99.9 Turbine/Generator Full Power
08/13/02 1800 1151 100 Turbine/Generator Full Power
08/13/02 1900 1150 100 Turbine/Generator Full Power
08/13/02 2000 1150 100 Turbine/Generator Full Power
08/13/02 2100 1150 100 Turbine/Generator Full Power
08/13/02 2200 1150 100 Turbine/Generator Full Power
08/13/02 2300 1150 100 Turbine/Generator Full Power
08/13/02 2400 1151 99.9 Turbine/Generator Full Power
08/14/02 0100 1151 100 Turbine/Generator Full Power
08/14/02 0200 1151 100 Turbine/Generator Full Power
08/14/02 0300 1152 100 Turbine/Generator Full Power
08/14/02 0400 1151 100 Turbine/Generator Full Power
08/14/02 0500 1151 99.9 Turbine/Generator Full Power
08/14/02 0600 1152 100 Turbine/Generator Full Power
08/14/02 0700 1152 100 Turbine/Generator Full Power
08/14/02 0800 1151 99.9 Turbine/Generator Full Power
08/14/02 0900 1151 99.9 Turbine/Generator Full Power
08/14/02 1000 1151 100 Turbine/Generator Full Power
08/14/02 1100 1151 100 Turbine/Generator Full Power
08/14/02 1200 1151 100 Turbine/Generator Full Power
08/14/02 1300 1150 100 Turbine/Generator Full Power
08/14/02 1400 1150 100 Turbine/Generator Full Power
08/14/02 1500 1150 100 Turbine/Generator Full Power
08/14/02 1600 1150 100 Turbine/Generator Full Power



08/14/02 1700 1150 100 Turbine/Generator Full Power
08/14/02 1800 1150 99.9 Turbine/Generator Full Power
08/14/02 1900 1151 100 Turbine/Generator Full Power
08/14/02 2000 1150 100 Turbine/Generator Full Power
08/14/02 2100 1150 100 Turbine/Generator Full Power
08/14/02 2200 1150 100 Turbine/Generator Full Power
08/14/02 2300 1150 99.9 Turbine/Generator Full Power
08/14/02 2400 1150 100 Turbine/Generator Full Power
08/15/02 0100 1151 99.9 Turbine/Generator Full Power
08/15/02 0200 1151 100 Turbine/Generator Full Power
08/15/02 0300 1151 100 Turbine/Generator Full Power
08/15/02 0400 1150 100 Turbine/Generator Full Power
08/15/02 0500 1148 99.9 Turbine/Generator Full Power
08/15/02 0600 1148 100 Turbine/Generator Full Power
08/15/02 0700 1148 100 Turbine/Generator Full Power
08/15/02 0800 1148 100 Turbine/Generator Full Power
08/15/02 0900 1148 100 Turbine/Generator Full Power
08/15/02 1000 1149 100 Turbine/Generator Full Power
08/15/02 1100 1149 100 Turbine/Generator Full Power
08/15/02 1200 1149 100 Turbine/Generator Full Power
08/15/02 1300 1148 100 Turbine/Generator Full Power
08/15/02 1400 1148 100 Turbine/Generator Full Power
08/15/02 1500 1148 100 Turbine/Generator Full Power
08/15/02 1600 1148 100 Turbine/Generator Full Power
08/15/02 1700 1148 100 Turbine/Generator Full Power
08/15/02 1800 1148 100 Turbine/Generator Full Power
08/15/02 1900 1148 100 Turbine/Generator Full Power
08/15/02 2000 1149 100 Turbine/Generator Full Power
08/15/02 2100 1151 100 Turbine/Generator Full Power
08/15/02 2200 1151 100 Turbine/Generator Full Power
08/15/02 2300 1151 100 Turbine/Generator Full Power
08/15/02 2400 1151 100 Turbine/Generator Full Power
08/16/02 0100 1151 100 Turbine/Generator Full Power
08/16/02 0200 1150 100 Turbine/Generator Full Power
08/16/02 0300 1151 100 Turbine/Generator Full Power
08/16/02 0400 1151 100 Turbine/Generator Full Power
08/16/02 0500 1151 100 Turbine/Generator Full Power
08/16/02 0600 1151 100 Turbine/Generator Full Power
08/16/02 0700 1151 100 Turbine/Generator Full Power
08/16/02 0800 1152 100 Turbine/Generator Full Power
08/16/02 0900 1151 99.9 Turbine/Generator Full Power
08/16/02 1000 1151 100 Turbine/Generator Full Power
08/16/02 1100 1152 100 Turbine/Generator Full Power
08/16/02 1200 1150 100 Turbine/Generator Full Power
08/16/02 1300 1149 100 Turbine/Generator Full Power
08/16/02 1400 1149 100 Turbine/Generator Full Power
08/16/02 1500 1151 99.9 Turbine/Generator Full Power
08/16/02 1600 1151 99.9 Turbine/Generator Full Power
08/16/02 1700 1151 100 Turbine/Generator Full Power
08/16/02 1800 1152 100 Turbine/Generator Full Power
08/16/02 1900 1151 100 Turbine/Generator Full Power
08/16/02 2000 1150 100 Turbine/Generator Full Power
08/16/02 2100 1150 100 Turbine/Generator Full Power
08/16/02 2200 1151 100 Turbine/Generator Full Power
08/16/02 2300 1151 100 Turbine/Generator Full Power
08/16/02 2400 1151 100 Turbine/Generator Full Power
08/17/02 0100 1151 100 Turbine/Generator Full Power
08/17/02 0200 1151 100 Turbine/Generator Full Power



08/17/02 0300 1152 100 Turbine/Generator Full Power
08/17/02 0400 1151 100 Turbine/Generator Full Power
08/17/02 0500 1151 100 Turbine/Generator Full Power
08/17/02 0600 1152 100 Turbine/Generator Full Power
08/17/02 0700 1152 100 Turbine/Generator Full Power
08/17/02 0800 1152 100 Turbine/Generator Full Power
08/17/02 0900 1151 100 Turbine/Generator Full Power
08/17/02 1000 1150 100 Turbine/Generator Full Power
08/17/02 1100 1151 100 Turbine/Generator Full Power
08/17/02 1200 1151 100 Turbine/Generator Full Power
08/17/02 1300 1151 100 Turbine/Generator Full Power
08/17/02 1400 1151 100 Turbine/Generator Full Power
08/17/02 1500 1150 100 Turbine/Generator Full Power
08/17/02 1600 1150 100 Turbine/Generator Full Power
08/17/02 1700 1151 99.9 Turbine/Generator Full Power
08/17/02 1800 1152 100 Turbine/Generator Full Power
08/17/02 1900 1151 100 Turbine/Generator Full Power
08/17/02 2000 1151 100 Turbine/Generator Full Power
08/17/02 2100 1152 100 Turbine/Generator Full Power
08/17/02 2200 1151 100 Turbine/Generator Full Power
08/17/02 2300 1152 100 Turbine/Generator Full Power
08/17/02 2400 1151 100 Turbine/Generator Full Power
08/18/02 0100 1151 100 Turbine/Generator Full Power
08/18/02 0200 1151 100 Turbine/Generator Full Power
08/18/02 0300 1151 100 Turbine/Generator Full Power
08/18/02 0400 1151 100 Turbine/Generator Full Power
08/18/02 0500 1152 100 Turbine/Generator Full Power
08/18/02 0600 1152 100 Turbine/Generator Full Power
08/18/02 0700 1152 100 Turbine/Generator Full Power
08/18/02 0800 1152 100 Turbine/Generator Full Power
08/18/02 0900 1152 100 Turbine/Generator Full Power
08/18/02 1000 1151 100 Turbine/Generator Full Power
08/18/02 1100 1152 100 Turbine/Generator Full Power
08/18/02 1200 1152 100 Turbine/Generator Full Power
08/18/02 1300 1151 100 Turbine/Generator Full Power
08/18/02 1400 1152 100 Turbine/Generator Full Power
08/18/02 1500 1152 100 Turbine/Generator Full Power
08/18/02 1600 1152 100 Turbine/Generator Full Power
08/18/02 1700 1151 100 Turbine/Generator Full Power
08/18/02 1800 1152 100 Turbine/Generator Full Power
08/18/02 1900 1152 100 Turbine/Generator Full Power
08/18/02 2000 1152 100 Turbine/Generator Full Power
08/18/02 2100 1152 100 Turbine/Generator Full Power
08/18/02 2200 1152 100 Turbine/Generator Full Power
08/18/02 2300 1151 100 Turbine/Generator Full Power
08/18/02 2400 1150 100 Turbine/Generator Full Power
08/19/02 0100 1151 100 Turbine/Generator Full Power
08/19/02 0200 1150 100 Turbine/Generator Full Power
08/19/02 0300 1151 100 Turbine/Generator Full Power
08/19/02 0400 1150 100 Turbine/Generator Full Power
08/19/02 0500 1151 100 Turbine/Generator Full Power
08/19/02 0600 1151 100 Turbine/Generator Full Power
08/19/02 0700 1152 100 Turbine/Generator Full Power
08/19/02 0800 1150 100 Turbine/Generator Full Power
08/19/02 0900 1150 100 Turbine/Generator Full Power
08/19/02 1000 1152 100 Turbine/Generator Full Power
08/19/02 1100 1152 100 Turbine/Generator Full Power
08/19/02 1200 1152 100 Turbine/Generator Full Power



08/19/02 1300 1150 100 Turbine/Generator Full Power
08/19/02 1400 1150 99.9 Turbine/Generator Full Power
08/19/02 1500 1150 100 Turbine/Generator Full Power
08/19/02 1600 1150 99.9 Turbine/Generator Full Power
08/19/02 1700 1149 100 Turbine/Generator Full Power
08/19/02 1800 1150 100 Turbine/Generator Full Power
08/19/02 1900 1150 99.9 Turbine/Generator Full Power
08/19/02 2000 1150 100 Turbine/Generator Full Power
08/19/02 2100 1151 100 Turbine/Generator Full Power
08/19/02 2200 1150 100 Turbine/Generator Full Power
08/19/02 2300 1151 100 Turbine/Generator Full Power
08/19/02 2400 1150 100 Turbine/Generator Full Power
08/20/02 0100 1150 99.9 Turbine/Generator Full Power
08/20/02 0200 1149 100 Turbine/Generator Full Power
08/20/02 0300 1150 100 Turbine/Generator Full Power
08/20/02 0400 1151 100 Turbine/Generator Full Power
08/20/02 0500 1150 100 Turbine/Generator Full Power
08/20/02 0600 1149 100 Turbine/Generator Full Power
08/20/02 0700 1150 100 Turbine/Generator Full Power
08/20/02 0800 1150 99.9 Turbine/Generator Full Power
08/20/02 0900 1150 99.9 Turbine/Generator Full Power
08/20/02 1000 1150 99.9 Turbine/Generator Full Power
08/20/02 1100 1150 99.9 Turbine/Generator Full Power
08/20/02 1200 1150 100 Turbine/Generator Full Power
08/20/02 1300 1150 99.9 Turbine/Generator Full Power
08/20/02 1400 1150 99.9 Turbine/Generator Full Power
08/20/02 1500 1150 100 Turbine/Generator Full Power
08/20/02 1600 1150 100 Turbine/Generator Full Power
08/20/02 1700 1150 100 Turbine/Generator Full Power
08/20/02 1800 1150 100 Turbine/Generator Full Power
08/20/02 1900 1151 99.9 Turbine/Generator Full Power
08/20/02 2000 1150 100 Turbine/Generator Full Power
08/20/02 2100 1151 99.9 Turbine/Generator Full Power
08/20/02 2200 1151 99.9 Turbine/Generator Full Power
08/20/02 2300 1149 100 Turbine/Generator Full Power
08/20/02 2400 1151 99.9 Turbine/Generator Full Power
08/21/02 0100 1150 99.9 Turbine/Generator Full Power
08/21/02 0200 1151 99.9 Turbine/Generator Full Power
08/21/02 0300 1148 99.9 Turbine/Generator Full Power
08/21/02 0400 1149 99.9 Turbine/Generator Full Power
08/21/02 0500 1150 100 Turbine/Generator Full Power
08/21/02 0600 1150 99.9 Turbine/Generator Full Power
08/21/02 0700 1149 100 Turbine/Generator Full Power
08/21/02 0800 1150 99.9 Turbine/Generator Full Power
08/21/02 0900 1150 100 Turbine/Generator Full Power
08/21/02 1000 1150 99.9 Turbine/Generator Full Power
08/21/02 1100 1151 100 Turbine/Generator Full Power
08/21/02 1200 1151 100 Turbine/Generator Full Power
08/21/02 1300 1150 100 Turbine/Generator Full Power
08/21/02 1400 1151 100 Turbine/Generator Full Power
08/21/02 1500 1151 99.9 Turbine/Generator Full Power
08/21/02 1600 1150 100 Turbine/Generator Full Power
08/21/02 1700 1151 99.9 Turbine/Generator Full Power
08/21/02 1800 1151 100 Turbine/Generator Full Power
08/21/02 1900 1151 100 Turbine/Generator Full Power
08/21/02 2000 1152 99.9 Turbine/Generator Full Power
08/21/02 2100 1150 100 Turbine/Generator Full Power
08/21/02 2200 1152 99.9 Turbine/Generator Full Power



08/21/02 2300 1151 99.9 Turbine/Generator Full Power
08/21/02 2400 1151 100 Turbine/Generator Full Power
08/22/02 0100 1150 99.9 Turbine/Generator Full Power
08/22/02 0200 1150 100 Turbine/Generator Full Power
08/22/02 0300 1150 99.9 Turbine/Generator Full Power
08/22/02 0400 1150 99.9 Turbine/Generator Full Power
08/22/02 0500 1151 100 Turbine/Generator Full Power
08/22/02 0600 1151 99.9 Turbine/Generator Full Power
08/22/02 0700 1151 100 Turbine/Generator Full Power
08/22/02 0800 1151 100 Turbine/Generator Full Power
08/22/02 0900 1151 100 Turbine/Generator Full Power
08/22/02 1000 1151 100 Turbine/Generator Full Power
08/22/02 1100 1151 100 Turbine/Generator Full Power
08/22/02 1200 1150 101 Turbine/Generator Full Power
08/22/02 1300 1151 100.1 Turbine/Generator Full Power
08/22/02 1400 1150 100 Turbine/Generator Full Power
08/22/02 1500 1151 100 Turbine/Generator Full Power
08/22/02 1600 1151 100 Turbine/Generator Full Power
08/22/02 1700 1151 100 Turbine/Generator Full Power
08/22/02 1800 1151 100 Turbine/Generator Full Power
08/22/02 1900 1151 100 Turbine/Generator Full Power
08/22/02 2000 1151 100 Turbine/Generator Full Power
08/22/02 2100 1152 100 Turbine/Generator Full Power
08/22/02 2200 1151 100 Turbine/Generator Full Power
08/22/02 2300 1151 100 Turbine/Generator Full Power
08/22/02 2400 1152 100 Turbine/Generator Full Power
08/23/02 0100 1151 100 Turbine/Generator Full Power
08/23/02 0200 1150 100 Turbine/Generator Full Power
08/23/02 0300 1150 100 Turbine/Generator Full Power
08/23/02 0400 1148 99.9 Turbine/Generator Full Power
08/23/02 0500 1147 99.9 Turbine/Generator Full Power
08/23/02 0600 1147 99.9 Turbine/Generator Full Power
08/23/02 0700 1147 99.9 Turbine/Generator Full Power
08/23/02 0800 1148 100 Turbine/Generator Full Power
08/23/02 0900 1148 100 Turbine/Generator Full Power
08/23/02 1000 1148 100 Turbine/Generator Full Power
08/23/02 1100 1148 100 Turbine/Generator Full Power
08/23/02 1200 1148 100 Turbine/Generator Full Power
08/23/02 1300 1149 100 Turbine/Generator Full Power
08/23/02 1400 1149 100 Turbine/Generator Full Power
08/23/02 1500 1148 100 Turbine/Generator Full Power
08/23/02 1600 1149 100 Turbine/Generator Full Power
08/23/02 1700 1148 100 Turbine/Generator Full Power
08/23/02 1800 1149 100 Turbine/Generator Full Power
08/23/02 1900 1148 100 Turbine/Generator Full Power
08/23/02 2000 1148 100 Turbine/Generator Full Power
08/23/02 2100 1149 100 Turbine/Generator Full Power
08/23/02 2200 1148 100 Turbine/Generator Full Power
08/23/02 2300 1148 100 Turbine/Generator Full Power
08/23/02 2400 1149 100 Turbine/Generator Full Power
08/24/02 0100 1148 100 Turbine/Generator Full Power
08/24/02 0200 1149 100 Turbine/Generator Full Power
08/24/02 0300 1148 100 Turbine/Generator Full Power
08/24/02 0400 1148 100 Turbine/Generator Full Power
08/24/02 0500 1148 100 Turbine/Generator Full Power
08/24/02 0600 1150 100 Turbine/Generator Full Power
08/24/02 0700 1149 100 Turbine/Generator Full Power
08/24/02 0800 1150 100 Turbine/Generator Full Power



08/24/02 0900 1149 100 Turbine/Generator Full Power
08/24/02 1000 1149 100 Turbine/Generator Full Power
08/24/02 1100 1149 100 Turbine/Generator Full Power
08/24/02 1200 1149 100 Turbine/Generator Full Power
08/24/02 1300 1149 100 Turbine/Generator Full Power
08/24/02 1400 1149 100 Turbine/Generator Full Power
08/24/02 1500 1149 100 Turbine/Generator Full Power
08/24/02 1600 1148 100 Turbine/Generator Full Power
08/24/02 1700 1149 100 Turbine/Generator Full Power
08/24/02 1800 1149 100 Turbine/Generator Full Power
08/24/02 1900 1150 100 Turbine/Generator Full Power
08/24/02 2000 1148 100 Turbine/Generator Full Power
08/24/02 2100 1148 100 Turbine/Generator Full Power
08/24/02 2300 1148 100 Turbine/Generator Full Power
08/24/02 2400 1148 100 Turbine/Generator Full Power
08/25/02 0100 1148 100 Turbine/Generator Full Power
08/25/02 0200 1148 100 Turbine/Generator Full Power
08/25/02 0300 1148 100 Turbine/Generator Full Power
08/25/02 0400 1148 100 Turbine/Generator Full Power
08/25/02 0500 1149 100 Turbine/Generator Full Power
08/25/02 0600 1148 100 Turbine/Generator Full Power
08/25/02 0700 1148 100 Turbine/Generator Full Power
08/25/02 0800 1149 100 Turbine/Generator Full Power
08/25/02 0900 1149 100 Turbine/Generator Full Power
08/25/02 1000 1149 100 Turbine/Generator Full Power
08/25/02 1100 1150 100 Turbine/Generator Full Power
08/25/02 1200 1149 100 Turbine/Generator Full Power
08/25/02 1300 1150 100 Turbine/Generator Full Power
08/25/02 1400 1149 100 Turbine/Generator Full Power
08/25/02 1500 1149 100 Turbine/Generator Full Power
08/25/02 1600 1149 100 Turbine/Generator Full Power
08/25/02 1700 1149 100 Turbine/Generator Full Power
08/25/02 1800 1149 100 Turbine/Generator Full Power
08/25/02 1900 1150 100 Turbine/Generator Full Power
08/25/02 2000 1148 100 Turbine/Generator Full Power
08/25/02 2100 1149 100 Turbine/Generator Full Power
08/25/02 2200 1148 100 Turbine/Generator Full Power
08/25/02 2300 1149 100 Turbine/Generator Full Power
08/25/02 2400 1149 100 Turbine/Generator Full Power
08/26/02 0100 1149 100 Turbine/Generator Full Power
08/26/02 0200 1150 99.9 Turbine/Generator Full Power
08/26/02 0300 1150 99.9 Turbine/Generator Full Power
08/26/02 0400 1151 99.9 Turbine/Generator Full Power
08/26/02 0500 1152 99.9 Turbine/Generator Full Power
08/26/02 0600 1151 100 Turbine/Generator Full Power
08/26/02 0700 1152 100 Turbine/Generator Full Power
08/26/02 0800 1152 100 Turbine/Generator Full Power
08/26/02 0900 1152 100 Turbine/Generator Full Power
08/26/02 1000 1152 100.2 Turbine/Generator Full Power
08/26/02 1100 1152 100.1 Turbine/Generator Full Power
08/26/02 1200 1151 100.1 Turbine/Generator Full Power
08/26/02 1300 1149 100 Turbine/Generator Full Power
08/26/02 1400 1149 100 Turbine/Generator Full Power
08/26/02 1500 1150 100.1 Turbine/Generator Full Power
08/26/02 1600 1149 100.1 Turbine/Generator Full Power
08/26/02 1700 1150 100 Turbine/Generator Full Power
08/26/02 1800 1151 100 Turbine/Generator Full Power
08/26/02 1900 1151 99.9 Turbine/Generator Full Power



08/26/02 2000 1150 100 Turbine/Generator Full Power
08/26/02 2100 1152 99.9 Turbine/Generator Full Power
08/26/02 2200 1152 99.9 Turbine/Generator Full Power
08/26/02 2300 1152 100 Turbine/Generator Full Power
08/26/02 2400 1151 100 Turbine/Generator Full Power
08/27/02 0100 1152 99.9 Turbine/Generator Full Power
08/27/02 0200 1151 99.9 Turbine/Generator Full Power
08/27/02 0300 1151 99.9 Turbine/Generator Full Power
08/27/02 0400 1151 99.9 Turbine/Generator Full Power
08/27/02 0500 1152 99.9 Turbine/Generator Full Power
08/27/02 0600 1150 100 Turbine/Generator Full Power
08/27/02 0700 1152 100 Turbine/Generator Full Power
08/27/02 0800 1150 100 Turbine/Generator Full Power
08/27/02 0900 1151 100 Turbine/Generator Full Power
08/27/02 1000 1150 99.9 Turbine/Generator Full Power
08/27/02 1100 1150 99.9 Turbine/Generator Full Power
08/27/02 1200 1150 99.9 Turbine/Generator Full Power
08/27/02 1300 1150 99.9 Turbine/Generator Full Power
08/27/02 1400 1151 99.9 Turbine/Generator Full Power
08/27/02 1500 1151 99.9 Turbine/Generator Full Power
08/27/02 1600 1151 100 Turbine/Generator Full Power
08/27/02 1700 1150 100 Turbine/Generator Full Power
08/27/02 1800 1150 100 Turbine/Generator Full Power
08/27/02 1900 1151 99.9 Turbine/Generator Full Power
08/27/02 2000 1151 99.9 Turbine/Generator Full Power
08/27/02 2100 1150 99.9 Turbine/Generator Full Power
08/27/02 2200 1151 100 Turbine/Generator Full Power
08/27/02 2300 1151 100 Turbine/Generator Full Power
08/27/02 2400 1150 100 Turbine/Generator Full Power
08/28/02 0100 1150 100 Turbine/Generator Full Power
08/28/02 0200 1151 100 Turbine/Generator Full Power
08/28/02 0300 1150 100 Turbine/Generator Full Power
08/28/02 0400 1150 100 Turbine/Generator Full Power
08/28/02 0500 1150 100 Turbine/Generator Full Power
08/28/02 0600 1151 100 Turbine/Generator Full Power
08/28/02 0700 1150 99.9 Turbine/Generator Full Power
08/28/02 0800 1151 100 Turbine/Generator Full Power
08/28/02 0900 1151 100 Turbine/Generator Full Power
08/28/02 1000 1151 100 Turbine/Generator Full Power
08/28/02 1100 1151 99.9 Turbine/Generator Full Power
08/28/02 1200 1151 100 Turbine/Generator Full Power
08/28/02 1300 1150 100 Turbine/Generator Full Power
08/28/02 1400 1150 100 Turbine/Generator Full Power
08/28/02 1500 1150 99.9 Turbine/Generator Full Power
08/28/02 1600 1150 99.9 Turbine/Generator Full Power
08/28/02 1700 1150 99.9 Turbine/Generator Full Power
08/28/02 1800 1150 100 Turbine/Generator Full Power
08/28/02 1900 1150 100 Turbine/Generator Full Power
08/28/02 2000 1150 99.9 Turbine/Generator Full Power
08/28/02 2100 1149 99.9 Turbine/Generator Full Power
08/28/02 2200 1150 99.9 Turbine/Generator Full Power
08/28/02 2300 1151 99.9 Turbine/Generator Full Power
08/28/02 2400 1150 99.9 Turbine/Generator Full Power
08/29/02 0100 1151 99.9 Turbine/Generator Full Power
08/29/02 0200 1150 100 Turbine/Generator Full Power
08/29/02 0300 1150 99.9 Turbine/Generator Full Power
08/29/02 0400 1150 100 Turbine/Generator Full Power
08/29/02 0500 1150 100 Turbine/Generator Full Power



08/29/02 0600 1150 100 Turbine/Generator Full Power
08/29/02 0700 1150 100 Turbine/Generator Full Power
08/29/02 0800 1150 99.9 Turbine/Generator Full Power
08/29/02 0900 1150 100 Turbine/Generator Full Power
08/29/02 1000 1150 99.9 Turbine/Generator Full Power
08/29/02 1100 1150 99.9 Turbine/Generator Full Power
08/29/02 1200 1150 99.9 Turbine/Generator Full Power
08/29/02 1300 1150 99.9 Turbine/Generator Full Power
08/29/02 1400 1150 100 Turbine/Generator Full Power
08/29/02 1500 1149 100 Turbine/Generator Full Power
08/29/02 1600 1150 100 Turbine/Generator Full Power
08/29/02 1700 1151 100 Turbine/Generator Full Power
08/29/02 1800 1151 99.9 Turbine/Generator Full Power
08/29/02 1900 1151 99.9 Turbine/Generator Full Power
08/29/02 2000 1150 99.9 Turbine/Generator Full Power
08/29/02 2100 1150 100 Turbine/Generator Full Power
08/29/02 2200 1150 100 Turbine/Generator Full Power
08/29/02 2300 1150 100 Turbine/Generator Full Power
08/29/02 2400 1150 100 Turbine/Generator Full Power
08/30/02 0100 1150 100 Turbine/Generator Full Power
08/30/02 0200 1150 100 Turbine/Generator Full Power
08/30/02 0300 1151 99.9 Turbine/Generator Full Power
08/30/02 0400 1151 100 Turbine/Generator Full Power
08/30/02 0500 1150 99.9 Turbine/Generator Full Power
08/30/02 0600 1151 100 Turbine/Generator Full Power
08/30/02 0700 1150 100 Turbine/Generator Full Power
08/30/02 0800 1150 100 Turbine/Generator Full Power
08/30/02 0900 1150 100 Turbine/Generator Full Power
08/30/02 1000 1150 100 Turbine/Generator Full Power
08/30/02 1100 1150 100 Turbine/Generator Full Power
08/30/02 1200 1150 100 Turbine/Generator Full Power
08/30/02 1300 1150 100 Turbine/Generator Full Power
08/30/02 1400 1150 100 Turbine/Generator Full Power
08/30/02 1500 1150 99.9 Turbine/Generator Full Power
08/30/02 1600 1150 100 Turbine/Generator Full Power
08/30/02 1700 1150 100 Turbine/Generator Full Power
08/30/02 1800 1150 100 Turbine/Generator Full Power
08/30/02 1900 1150 100 Turbine/Generator Full Power
08/30/02 2000 1150 100 Turbine/Generator Full Power
08/30/02 2100 1150 99.9 Turbine/Generator Full Power
08/30/02 2200 1150 100 Turbine/Generator Full Power
08/30/02 2300 1149 100 Turbine/Generator Full Power
08/30/02 2400 1149 100 Turbine/Generator Full Power
08/31/02 0100 1149 100 Turbine/Generator Full Power
08/31/02 0200 1148 99.9 Turbine/Generator Full Power
08/31/02 0300 1149 99.9 Turbine/Generator Full Power
08/31/02 0400 1150 100 Turbine/Generator Full Power
08/31/02 0500 1149 100 Turbine/Generator Full Power
08/31/02 0600 1150 100 Turbine/Generator Full Power
08/31/02 0700 1151 100 Turbine/Generator Full Power
08/31/02 0800 1151 100 Turbine/Generator Full Power
08/31/02 0900 1151 100 Turbine/Generator Full Power
08/31/02 1000 1150 100 Turbine/Generator Full Power
08/31/02 1100 1151 100 Turbine/Generator Full Power
08/31/02 1200 1150 100 Turbine/Generator Full Power
08/31/02 1300 1150 99.9 Turbine/Generator Full Power
08/31/02 1400 1150 100 Turbine/Generator Full Power
08/31/02 1500 1150 99.9 Turbine/Generator Full Power



08/31/02 1600 1150 100 Turbine/Generator Full Power
08/31/02 1700 1150 100 Turbine/Generator Full Power
08/31/02 1800 1151 100 Turbine/Generator Full Power
08/31/02 1900 1150 100 Turbine/Generator Full Power
08/31/02 2000 1150 99.9 Turbine/Generator Full Power
08/31/02 2100 1150 100 Turbine/Generator Full Power
08/31/02 2200 1150 100 Turbine/Generator Full Power
08/31/02 2300 1151 99.9 Turbine/Generator Full Power
08/31/02 2400 1150 100 Turbine/Generator Full Power
09/01/02 0100 1151 99.9 Turbine/Generator Full Power
09/01/02 0200 1150 100 Turbine/Generator Full Power
09/01/02 0300 1150 100 Turbine/Generator Full Power
09/01/02 0400 1150 100 Turbine/Generator Full Power
09/01/02 0500 1151 100 Turbine/Generator Full Power
09/01/02 0600 1151 100 Turbine/Generator Full Power
09/01/02 0700 1151 99.9 Turbine/Generator Full Power
09/01/02 0800 1151 99.9 Turbine/Generator Full Power
09/01/02 0900 1151 100 Turbine/Generator Full Power
09/01/02 1000 1151 100 Turbine/Generator Full Power
09/01/02 1100 1150 100 Turbine/Generator Full Power
09/01/02 1200 1150 100 Turbine/Generator Full Power
09/01/02 1300 1150 100 Turbine/Generator Full Power
09/01/02 1400 1150 100 Turbine/Generator Full Power
09/01/02 1500 1150 99.9 Turbine/Generator Full Power
09/01/02 1600 1150 99.9 Turbine/Generator Full Power
09/01/02 1700 1151 99.9 Turbine/Generator Full Power
09/01/02 1800 1151 100 Turbine/Generator Full Power
09/01/02 1900 1151 100 Turbine/Generator Full Power
09/01/02 2000 1151 100 Turbine/Generator Full Power
09/01/02 2100 1151 100 Turbine/Generator Full Power
09/01/02 2200 1151 100 Turbine/Generator Full Power
09/01/02 2300 1150 100 Turbine/Generator Full Power
09/01/02 2400 1151 99.9 Turbine/Generator Full Power
09/02/02 0100 1151 100 Turbine/Generator Full Power
09/02/02 0200 1150 100 Turbine/Generator Full Power
09/02/02 0300 1150 100 Turbine/Generator Full Power
09/02/02 0400 1150 99.9 Turbine/Generator Full Power
09/02/02 0500 1152 100 Turbine/Generator Full Power
09/02/02 0600 1152 100 Turbine/Generator Full Power
09/02/02 0700 1152 100 Turbine/Generator Full Power
09/02/02 0800 1151 100 Turbine/Generator Full Power
09/02/02 0900 1150 100 Turbine/Generator Full Power
09/02/02 1000 1151 100 Turbine/Generator Full Power
09/02/02 1100 1151 100 Turbine/Generator Full Power
09/02/02 1200 1152 100 Turbine/Generator Full Power
09/02/02 1300 1151 100 Turbine/Generator Full Power
09/02/02 1400 1151 100 Turbine/Generator Full Power
09/02/02 1500 1151 100 Turbine/Generator Full Power
09/02/02 1600 1151 100 Turbine/Generator Full Power
09/02/02 1700 1151 100 Turbine/Generator Full Power
09/02/02 1800 1152 100 Turbine/Generator Full Power
09/02/02 1900 1151 100 Turbine/Generator Full Power
09/02/02 2000 1150 100 Turbine/Generator Full Power
09/02/02 2100 1151 100 Turbine/Generator Full Power
09/02/02 2200 1151 100 Turbine/Generator Full Power
09/02/02 2300 1150 99.9 Turbine/Generator Full Power
09/02/02 2400 1150 100 Turbine/Generator Full Power
09/03/02 0100 1150 100 Turbine/Generator Full Power



09/03/02 0200 1149 100 Turbine/Generator Full Power
09/03/02 0300 1150 100 Turbine/Generator Full Power
09/03/02 0400 1150 100 Turbine/Generator Full Power
09/03/02 0500 1150 100 Turbine/Generator Full Power
09/03/02 0600 1150 100 Turbine/Generator Full Power
09/03/02 0700 1150 100 Turbine/Generator Full Power
09/03/02 0800 1151 100 Turbine/Generator Full Power
09/03/02 0900 1151 100 Turbine/Generator Full Power
09/03/02 1000 1150 100 Turbine/Generator Full Power
09/03/02 1100 1151 100 Turbine/Generator Full Power
09/03/02 1200 1150 100 Turbine/Generator Full Power
09/03/02 1300 1151 100 Turbine/Generator Full Power
09/03/02 1400 1150 100 Turbine/Generator Full Power
09/03/02 1500 1151 100 Turbine/Generator Full Power
09/03/02 1600 1150 100 Turbine/Generator Full Power
09/03/02 1700 1151 100 Turbine/Generator Full Power
09/03/02 1800 1150 100 Turbine/Generator Full Power
09/03/02 1900 1151 100 Turbine/Generator Full Power
09/03/02 2000 1151 100 Turbine/Generator Full Power
09/03/02 2100 1152 100 Turbine/Generator Full Power
09/03/02 2200 1152 100 Turbine/Generator Full Power
09/03/02 2300 1152 100 Turbine/Generator Full Power
09/03/02 2400 1150 100 Turbine/Generator Full Power
09/04/02 0100 1150 100 Turbine/Generator Full Power
09/04/02 0200 1150 100 Turbine/Generator Full Power
09/04/02 0300 1151 100 Turbine/Generator Full Power
09/04/02 0400 1148 99.9 Turbine/Generator Full Power
09/04/02 0500 1150 99.9 Turbine/Generator Full Power
09/04/02 0600 1149 99.9 Turbine/Generator Full Power
09/04/02 0700 1150 100 Turbine/Generator Full Power
09/04/02 0800 1151 100 Turbine/Generator Full Power
09/04/02 0900 1150 100 Turbine/Generator Full Power
09/04/02 1000 1151 100 Turbine/Generator Full Power
09/04/02 1100 1150 100 Turbine/Generator Full Power
09/04/02 1200 1151 100 Turbine/Generator Full Power
09/04/02 1300 1150 100 Turbine/Generator Full Power
09/04/02 1400 1151 99.9 Turbine/Generator Full Power
09/04/02 1500 1150 99.9 Turbine/Generator Full Power
09/04/02 1600 1151 99.9 Turbine/Generator Full Power
09/04/02 1700 1150 100 Turbine/Generator Full Power
09/04/02 1800 1151 100 Turbine/Generator Full Power
09/04/02 1900 1151 100 Turbine/Generator Full Power
09/04/02 2000 1150 100 Turbine/Generator Full Power
09/04/02 2100 1151 100 Turbine/Generator Full Power
09/04/02 2200 1150 100 Turbine/Generator Full Power
09/04/02 2300 1150 99.9 Turbine/Generator Full Power
09/04/02 2400 1151 100 Turbine/Generator Full Power
09/05/02 0100 1150 100 Turbine/Generator Full Power
09/05/02 0200 1150 100 Turbine/Generator Full Power
09/05/02 0300 1150 100 Turbine/Generator Full Power
09/05/02 0400 1150 99.9 Turbine/Generator Full Power
09/05/02 0500 1150 99.9 Turbine/Generator Full Power
09/05/02 0600 1150 100 Turbine/Generator Full Power
09/05/02 0700 1150 99.9 Turbine/Generator Full Power
09/05/02 0800 1150 100 Turbine/Generator Full Power
09/05/02 0900 1151 100 Turbine/Generator Full Power
09/05/02 1000 1151 100 Turbine/Generator Full Power
09/05/02 1100 1151 100 Turbine/Generator Full Power



09/05/02 1200 1151 100 Turbine/Generator Full Power
09/05/02 1300 1151 100 Turbine/Generator Full Power
09/05/02 1400 1151 100 Turbine/Generator Full Power
09/05/02 1500 1150 100 Turbine/Generator Full Power
09/05/02 1600 1150 100 Turbine/Generator Full Power
09/05/02 1700 1150 100 Turbine/Generator Full Power
09/05/02 1800 1150 100 Turbine/Generator Full Power
09/05/02 1900 1150 100 Turbine/Generator Full Power
09/05/02 2000 1151 100 Turbine/Generator Full Power
09/05/02 2100 1151 99.9 Turbine/Generator Full Power
09/05/02 2200 1150 100 Turbine/Generator Full Power
09/05/02 2300 1151 99.9 Turbine/Generator Full Power
09/05/02 2400 1150 100 Turbine/Generator Full Power
09/06/02 0100 1150 100 Turbine/Generator Full Power
09/06/02 0200 1150 100 Turbine/Generator Full Power
09/06/02 0300 1150 100 Turbine/Generator Full Power
09/06/02 0400 1150 100 Turbine/Generator Full Power
09/06/02 0500 1150 100 Turbine/Generator Full Power
09/06/02 0600 1150 100 Turbine/Generator Full Power
09/06/02 0700 1151 100 Turbine/Generator Full Power
09/06/02 0800 1149 100 Turbine/Generator Full Power
09/06/02 0900 1150 100 Turbine/Generator Full Power
09/06/02 1000 1150 100 Turbine/Generator Full Power
09/06/02 1100 1150 100 Turbine/Generator Full Power
09/06/02 1200 1150 100 Turbine/Generator Full Power
09/06/02 1300 1150 99.9 Turbine/Generator Full Power
09/06/02 1400 1150 100 Turbine/Generator Full Power
09/06/02 1500 1150 100 Turbine/Generator Full Power
09/06/02 1600 1150 100 Turbine/Generator Full Power
09/06/02 1700 1150 100 Turbine/Generator Full Power
09/06/02 1800 1150 99.9 Turbine/Generator Full Power
09/06/02 1900 1150 100 Turbine/Generator Full Power
09/06/02 2000 1150 100 Turbine/Generator Full Power
09/06/02 2100 1151 99.9 Turbine/Generator Full Power
09/06/02 2200 1150 99.9 Turbine/Generator Full Power
09/06/02 2300 1151 99.9 Turbine/Generator Full Power
09/06/02 2400 1151 100 Turbine/Generator Full Power
09/07/02 0100 1151 100 Turbine/Generator Full Power
09/07/02 0200 1151 100 Turbine/Generator Full Power
09/07/02 0300 1151 100 Turbine/Generator Full Power
09/07/02 0400 1152 99.9 Turbine/Generator Full Power
09/07/02 0500 1151 100 Turbine/Generator Full Power
09/07/02 0600 1151 100 Turbine/Generator Full Power
09/07/02 0700 1151 100 Turbine/Generator Full Power
09/07/02 0800 1150 100 Turbine/Generator Full Power
09/07/02 0900 1150 100 Turbine/Generator Full Power
09/07/02 1000 1150 99.9 Turbine/Generator Full Power
09/07/02 1100 1150 100 Turbine/Generator Full Power
09/07/02 1200 1150 100 Turbine/Generator Full Power
09/07/02 1300 1150 100 Turbine/Generator Full Power
09/07/02 1400 1150 100 Turbine/Generator Full Power
09/07/02 1500 1150 100 Turbine/Generator Full Power
09/07/02 1600 1150 100 Turbine/Generator Full Power
09/07/02 1700 1150 100 Turbine/Generator Full Power
09/07/02 1800 1150 100 Turbine/Generator Full Power
09/07/02 1900 1151 100 Turbine/Generator Full Power
09/07/02 2000 1151 100 Turbine/Generator Full Power
09/07/02 2100 1151 100 Turbine/Generator Full Power



09/07/02 2200 1151 100 Turbine/Generator Full Power
09/07/02 2300 1151 100 Turbine/Generator Full Power
09/07/02 2400 1151 100 Turbine/Generator Full Power
09/08/02 0100 1151 100 Turbine/Generator Full Power
09/08/02 0200 1151 100 Turbine/Generator Full Power
09/08/02 0300 1151 100 Turbine/Generator Full Power
09/08/02 0400 1151 99.9 Turbine/Generator Full Power
09/08/02 0500 1151 100 Turbine/Generator Full Power
09/08/02 0600 1151 100 Turbine/Generator Full Power
09/08/02 0700 1152 100 Turbine/Generator Full Power
09/08/02 0800 1152 100 Turbine/Generator Full Power
09/08/02 0900 1151 100 Turbine/Generator Full Power
09/08/02 1000 1151 100 Turbine/Generator Full Power
09/08/02 1100 1151 100 Turbine/Generator Full Power
09/08/02 1200 1152 100 Turbine/Generator Full Power
09/08/02 1300 1152 100 Turbine/Generator Full Power
09/08/02 1400 1151 100 Turbine/Generator Full Power
09/08/02 1500 1151 100 Turbine/Generator Full Power
09/08/02 1600 1151 99.9 Turbine/Generator Full Power
09/08/02 1700 1151 100 Turbine/Generator Full Power
09/08/02 1800 1151 99.9 Turbine/Generator Full Power
09/08/02 1900 1151 99.9 Turbine/Generator Full Power
09/08/02 2000 1151 99.9 Turbine/Generator Full Power
09/08/02 2100 1152 100 Turbine/Generator Full Power
09/08/02 2200 1152 100 Turbine/Generator Full Power
09/08/02 2300 1152 100 Turbine/Generator Full Power
09/08/02 2400 1151 100 Turbine/Generator Full Power
09/09/02 0100 1152 100 Turbine/Generator Full Power
09/09/02 0200 1152 100 Turbine/Generator Full Power
09/09/02 0300 1152 100 Turbine/Generator Full Power
09/09/02 0400 1151 100 Turbine/Generator Full Power
09/09/02 0500 1151 100 Turbine/Generator Full Power
09/09/02 0600 1151 100 Turbine/Generator Full Power
09/09/02 0700 1151 99.9 Turbine/Generator Full Power
09/09/02 0800 1152 100 Turbine/Generator Full Power
09/09/02 0900 1151 100 Turbine/Generator Full Power
09/09/02 1000 1151 100 Turbine/Generator Full Power
09/09/02 1100 1151 100 Turbine/Generator Full Power
09/09/02 1200 1151 100 Turbine/Generator Full Power
09/09/02 1300 1152 100 Turbine/Generator Full Power
09/09/02 1400 1152 100 Turbine/Generator Full Power
09/09/02 1500 1150 100 Turbine/Generator Full Power
09/09/02 1600 1152 100 Turbine/Generator Full Power
09/09/02 1700 1150 100 Turbine/Generator Full Power
09/09/02 1800 1151 100 Turbine/Generator Full Power
09/09/02 1900 1152 100 Turbine/Generator Full Power
09/09/02 2000 1152 100 Turbine/Generator Full Power
09/09/02 2100 1151 100 Turbine/Generator Full Power
09/09/02 2200 1151 101 Turbine/Generator Full Power
09/09/02 2300 1151 100 Turbine/Generator Full Power
09/09/02 2400 1152 100 Turbine/Generator Full Power
09/10/02 0100 1152 100 Turbine/Generator Full Power
09/10/02 0200 1151 100 Turbine/Generator Full Power
09/10/02 0300 1151 100 Turbine/Generator Full Power
09/10/02 0400 1151 101 Turbine/Generator Full Power
09/10/02 0500 1150 101.1 Turbine/Generator Full Power
09/10/02 0600 1150 101 Turbine/Generator Full Power
09/10/02 0700 1150 101 Turbine/Generator Full Power



09/10/02 0800 1150 101 Turbine/Generator Full Power
09/10/02 0900 1149 100 Turbine/Generator Full Power
09/10/02 1000 1150 100 Turbine/Generator Full Power
09/10/02 1100 1150 100 Turbine/Generator Full Power
09/10/02 1200 1151 100 Turbine/Generator Full Power
09/10/02 1300 1151 100 Turbine/Generator Full Power
09/10/02 1400 1151 100 Turbine/Generator Full Power
09/10/02 1500 1151 100 Turbine/Generator Full Power
09/10/02 1600 1150 100 Turbine/Generator Full Power
09/10/02 1700 1150 100 Turbine/Generator Full Power
09/10/02 1800 1151 99.9 Turbine/Generator Full Power
09/10/02 1900 1150 100 Turbine/Generator Full Power
09/10/02 2000 1149 99.9 Turbine/Generator Full Power
09/10/02 2100 1151 100 Turbine/Generator Full Power
09/10/02 2200 1150 99.9 Turbine/Generator Full Power
09/10/02 2300 1151 100 Turbine/Generator Full Power
09/10/02 2400 1150 100 Turbine/Generator Full Power
09/11/02 0100 1151 100 Turbine/Generator Full Power
09/11/02 0200 1150 100 Turbine/Generator Full Power
09/11/02 0300 1150 100 Turbine/Generator Full Power
09/11/02 0400 1150 100 Turbine/Generator Full Power
09/11/02 0500 1151 100 Turbine/Generator Full Power
09/11/02 0600 1151 100 Turbine/Generator Full Power
09/11/02 0700 1150 100 Turbine/Generator Full Power
09/11/02 0800 1150 100 Turbine/Generator Full Power
09/11/02 0900 1151 99.9 Turbine/Generator Full Power
09/11/02 1000 1150 99.9 Turbine/Generator Full Power
09/11/02 1100 1151 99.9 Turbine/Generator Full Power
09/11/02 1200 1150 99.9 Turbine/Generator Full Power
09/11/02 1300 1150 99.9 Turbine/Generator Full Power
09/11/02 1400 1150 100 Turbine/Generator Full Power
09/11/02 1500 1149 99.9 Turbine/Generator Full Power
09/11/02 1600 1149 100 Turbine/Generator Full Power
09/11/02 1700 1149 99.9 Turbine/Generator Full Power
09/11/02 1800 1149 99.9 Turbine/Generator Full Power
09/11/02 1900 1149 99.9 Turbine/Generator Full Power
09/11/02 2000 1148 100 Turbine/Generator Full Power
09/11/02 2100 1149 100 Turbine/Generator Full Power
09/11/02 2200 1150 99.9 Turbine/Generator Full Power
09/11/02 2300 1150 100 Turbine/Generator Full Power
09/11/02 2400 1150 100 Turbine/Generator Full Power
09/12/02 0100 1149 99.9 Turbine/Generator Full Power
09/12/02 0200 1149 99.9 Turbine/Generator Full Power
09/12/02 0300 1149 100 Turbine/Generator Full Power
09/12/02 0400 1149 99.9 Turbine/Generator Full Power
09/12/02 0500 1151 99.9 Turbine/Generator Full Power
09/12/02 0600 1152 100 Turbine/Generator Full Power
09/12/02 0700 1150 100 Turbine/Generator Full Power
09/12/02 0800 1150 100 Turbine/Generator Full Power
09/12/02 0900 1151 99.9 Turbine/Generator Full Power
09/12/02 1000 1150 100 Turbine/Generator Full Power
09/12/02 1100 1151 99.9 Turbine/Generator Full Power
09/12/02 1200 1149 99.9 Turbine/Generator Full Power
09/12/02 1300 1150 99.9 Turbine/Generator Full Power
09/12/02 1400 1150 99.9 Turbine/Generator Full Power
09/12/02 1500 1150 99.9 Turbine/Generator Full Power
09/12/02 1600 1151 99.9 Turbine/Generator Full Power
09/12/02 1700 1151 99.9 Turbine/Generator Full Power



09/12/02 1800 1152 99.9 Turbine/Generator Full Power
09/12/02 1900 1151 100 Turbine/Generator Full Power
09/12/02 2000 1151 100 Turbine/Generator Full Power
09/12/02 2100 1152 100 Turbine/Generator Full Power
09/12/02 2200 1151 99.9 Turbine/Generator Full Power
09/12/02 2300 1151 100 Turbine/Generator Full Power
09/12/02 2400 1152 100 Turbine/Generator Full Power
09/13/02 0100 1152 100 Turbine/Generator Full Power
09/13/02 0200 1152 100 Turbine/Generator Full Power
09/13/02 0300 1152 100 Turbine/Generator Full Power
09/13/02 0400 1152 100 Turbine/Generator Full Power
09/13/02 0500 1152 100.1 Turbine/Generator Full Power
09/13/02 0600 1152 100 Turbine/Generator Full Power
09/13/02 0700 1152 100 Turbine/Generator Full Power
09/13/02 0800 1152 100 Turbine/Generator Full Power
09/13/02 0900 1152 100 Turbine/Generator Full Power
09/13/02 1000 1151 100 Turbine/Generator Full Power
09/13/02 1100 1152 100 Turbine/Generator Full Power
09/13/02 1200 1151 100 Turbine/Generator Full Power
09/13/02 1300 1152 100 Turbine/Generator Full Power
09/13/02 1400 1152 100 Turbine/Generator Full Power
09/13/02 1500 1151 100 Turbine/Generator Full Power
09/13/02 1600 1152 100 Turbine/Generator Full Power
09/13/02 1700 1152 100 Turbine/Generator Full Power
09/13/02 1800 1152 100 Turbine/Generator Full Power
09/13/02 1900 1152 100 Turbine/Generator Full Power
09/13/02 2000 1151 100 Turbine/Generator Full Power
09/13/02 2100 1151 100 Turbine/Generator Full Power
09/13/02 2200 1151 100 Turbine/Generator Full Power
09/13/02 2300 1152 100 Turbine/Generator Full Power
09/13/02 2400 1152 100 Turbine/Generator Full Power
09/14/02 0100 1152 100 Turbine/Generator Full Power
09/14/02 0200 1151 100 Turbine/Generator Full Power
09/14/02 0300 1152 100.2 Turbine/Generator Full Power
09/14/02 0400 1152 100.2 Turbine/Generator Full Power
09/14/02 0500 1152 100 Turbine/Generator Full Power
09/14/02 0600 1152 100 Turbine/Generator Full Power
09/14/02 0700 1152 100 Turbine/Generator Full Power
09/14/02 0800 1152 100 Turbine/Generator Full Power
09/14/02 0900 1152 100 Turbine/Generator Full Power
09/14/02 1000 1152 100 Turbine/Generator Full Power
09/14/02 1100 1150 100 Turbine/Generator Full Power
09/14/02 1200 1151 100 Turbine/Generator Full Power
09/14/02 1300 1151 100 Turbine/Generator Full Power
09/14/02 1400 1151 100 Turbine/Generator Full Power
09/14/02 1500 1152 100 Turbine/Generator Full Power
09/14/02 1600 1151 100 Turbine/Generator Full Power
09/14/02 1700 1152 100 Turbine/Generator Full Power
09/14/02 1800 1152 100 Turbine/Generator Full Power
09/14/02 1900 1150 100 Turbine/Generator Full Power
09/14/02 2000 1151 100 Turbine/Generator Full Power
09/14/02 2100 1151 100 Turbine/Generator Full Power
09/14/02 2200 1151 100 Turbine/Generator Full Power
09/14/02 2300 1151 100 Turbine/Generator Full Power
09/14/02 2400 1151 100 Turbine/Generator Full Power
09/15/02 0100 1151 100 Turbine/Generator Full Power
09/15/02 0200 1151 100 Turbine/Generator Full Power
09/15/02 0300 1151 100 Turbine/Generator Full Power



09/15/02 0400 1151 100 Turbine/Generator Full Power
09/15/02 0500 1151 100 Turbine/Generator Full Power
09/15/02 0600 1151 100 Turbine/Generator Full Power
09/15/02 0700 1151 100 Turbine/Generator Full Power
09/15/02 0800 1151 100 Turbine/Generator Full Power
09/15/02 0900 1151 100 Turbine/Generator Full Power
09/15/02 1000 1151 100 Turbine/Generator Full Power
09/15/02 1100 1151 100 Turbine/Generator Full Power
09/15/02 1200 1151 100 Turbine/Generator Full Power
09/15/02 1300 1151 100 Turbine/Generator Full Power
09/15/02 1400 1151 100 Turbine/Generator Full Power
09/15/02 1500 1151 100 Turbine/Generator Full Power
09/15/02 1600 1151 100 Turbine/Generator Full Power
09/15/02 1700 1150 100 Turbine/Generator Full Power
09/15/02 1800 1151 100 Turbine/Generator Full Power
09/15/02 1900 1151 100 Turbine/Generator Full Power
09/15/02 2000 1151 100 Turbine/Generator Full Power
09/15/02 2100 1151 100 Turbine/Generator Full Power
09/15/02 2200 1151 100 Turbine/Generator Full Power
09/15/02 2300 1151 100 Turbine/Generator Full Power
09/15/02 2400 1151 100 Turbine/Generator Full Power
09/16/02 0100 1151 100 Turbine/Generator Full Power
09/16/02 0200 1151 100 Turbine/Generator Full Power
09/16/02 0300 1151 100 Turbine/Generator Full Power
09/16/02 0400 1151 100 Turbine/Generator Full Power
09/16/02 0500 1151 100 Turbine/Generator Full Power
09/16/02 0600 1151 100 Turbine/Generator Full Power
09/16/02 0700 1151 100 Turbine/Generator Full Power
09/16/02 0800 1152 100 Turbine/Generator Full Power
09/16/02 0900 1151 100 Turbine/Generator Full Power
09/16/02 1000 1151 100 Turbine/Generator Full Power
09/16/02 1100 1151 100 Turbine/Generator Full Power
09/16/02 1200 1151 100 Turbine/Generator Full Power
09/16/02 1300 1151 100 Turbine/Generator Full Power
09/16/02 1400 1151 100 Turbine/Generator Full Power
09/16/02 1500 1151 100 Turbine/Generator Full Power
09/16/02 1600 1151 100 Turbine/Generator Full Power
09/16/02 1700 1151 100 Turbine/Generator Full Power
09/16/02 1800 1152 100 Turbine/Generator Full Power
09/16/02 1900 1149 100 Turbine/Generator Full Power
09/16/02 2000 1151 100 Turbine/Generator Full Power
09/16/02 2100 1151 100 Turbine/Generator Full Power
09/16/02 2200 1151 100 Turbine/Generator Full Power
09/16/02 2300 1152 100 Turbine/Generator Full Power
09/16/02 2400 1152 100 Turbine/Generator Full Power
09/17/02 0100 1151 100 Turbine/Generator Full Power
09/17/02 0200 1152 100 Turbine/Generator Full Power
09/17/02 0300 1151 100 Turbine/Generator Full Power
09/17/02 0400 1151 100 Turbine/Generator Full Power
09/17/02 0500 1152 100 Turbine/Generator Full Power
09/17/02 0600 1150 100 Turbine/Generator Full Power
09/17/02 0700 1151 100 Turbine/Generator Full Power
09/17/02 0800 1151 100 Turbine/Generator Full Power
09/17/02 0900 1152 100 Turbine/Generator Full Power
09/17/02 1000 1151 100 Turbine/Generator Full Power
09/17/02 1100 1152 99.9 Turbine/Generator Full Power
09/17/02 1200 1151 100 Turbine/Generator Full Power
09/17/02 1300 1151 100 Turbine/Generator Full Power



09/17/02 1400 1151 99.9 Turbine/Generator Full Power
09/17/02 1500 1152 100 Turbine/Generator Full Power
09/17/02 1600 1152 100 Turbine/Generator Full Power
09/17/02 1700 1152 100 Turbine/Generator Full Power
09/17/02 1800 1152 99.9 Turbine/Generator Full Power
09/17/02 1900 1152 100 Turbine/Generator Full Power
09/17/02 2000 1151 100 Turbine/Generator Full Power
09/17/02 2100 1150 100 Turbine/Generator Full Power
09/17/02 2200 1151 100 Turbine/Generator Full Power
09/17/02 2300 1151 100 Turbine/Generator Full Power
09/17/02 2400 1152 100 Turbine/Generator Full Power
09/18/02 0100 1152 100 Turbine/Generator Full Power
09/18/02 0200 1151 100 Turbine/Generator Full Power
09/18/02 0300 1151 100 Turbine/Generator Full Power
09/18/02 0400 1152 100 Turbine/Generator Full Power
09/18/02 0500 1152 100 Turbine/Generator Full Power
09/18/02 0600 1151 100 Turbine/Generator Full Power
09/18/02 0700 1151 99.9 Turbine/Generator Full Power
09/18/02 0800 1151 100 Turbine/Generator Full Power
09/18/02 0900 1151 100 Turbine/Generator Full Power
09/18/02 1000 1152 100 Turbine/Generator Full Power
09/18/02 1100 1151 100 Turbine/Generator Full Power
09/18/02 1200 1152 100 Turbine/Generator Full Power
09/18/02 1300 1152 100 Turbine/Generator Full Power
09/18/02 1400 1152 100 Turbine/Generator Full Power
09/18/02 1500 1152 100 Turbine/Generator Full Power
09/18/02 1600 1151 99.9 Turbine/Generator Full Power
09/18/02 1700 1152 100 Turbine/Generator Full Power
09/18/02 1800 1151 100 Turbine/Generator Full Power
09/18/02 1900 1151 100 Turbine/Generator Full Power
09/18/02 2000 1151 100 Turbine/Generator Full Power
09/18/02 2100 1150 99.9 Turbine/Generator Full Power
09/18/02 2200 1150 99.9 Turbine/Generator Full Power
09/18/02 2300 1152 99.9 Turbine/Generator Full Power
09/18/02 2400 1151 99.9 Turbine/Generator Full Power
09/19/02 0100 1150 99.9 Turbine/Generator Full Power
09/19/02 0200 1149 99.9 Turbine/Generator Full Power
09/19/02 0300 1150 99.8 03:00 started ramp-down for PG&E Grid maintenance.
09/19/02 0400 978 85.3 ramp-down
09/19/02 0500 793 70.6 ramp-down
09/19/02 0600 598 55.6 06:20 ramp-down complete.
09/19/02 0700 544 50 holding at 50%
09/19/02 0800 551 50.6 holding at 50%
09/19/02 0900 552 50.6 holding at 50%
09/19/02 1000 553 50.7 holding at 50%
09/19/02 1100 555 51.7 holding at 50%
09/19/02 1200 550 51.2 holding at 50%
09/19/02 1300 548 50.3 holding at 50%
09/19/02 1400 546 50.2 holding at 50%
09/19/02 1500 545 50.1 holding at 50%
09/19/02 1600 552 50.9 holding at 50%
09/19/02 1700 556 51.1 17:30 started ramp-up to full-power.
09/19/02 1800 647 57.3 ramp-up
09/19/02 1900 836 72.6 ramp-up
09/19/02 2000 1015 87 ramp-up
09/19/02 2100 1091 94 ramp-up
09/19/02 2200 1088 93.8 ramp-up
09/19/02 2300 1087 93.6 ramp-up



09/19/02 2400 1143 98.9 ramp-up
09/20/02 0100 1151 100 Turbine/Generator Full Power
09/20/02 0200 1149 99.8 Turbine/Generator Full Power
09/20/02 0300 1146 99.6 Turbine/Generator Full Power
09/20/02 0400 1147 99.7 Turbine/Generator Full Power
09/20/02 0500 1147 99.7 Turbine/Generator Full Power
09/20/02 0600 1147 99.7 Turbine/Generator Full Power
09/20/02 0700 1147 99.7 Turbine/Generator Full Power
09/20/02 0800 1146 99.4 Turbine/Generator Full Power
09/20/02 0900 1145 99.4 Turbine/Generator Full Power
09/20/02 1000 1146 99.5 Turbine/Generator Full Power
09/20/02 1100 1145 99.4 Turbine/Generator Full Power
09/20/02 1200 1144 99.4 Turbine/Generator Full Power
09/20/02 1300 1144 99.4 Turbine/Generator Full Power
09/20/02 1400 1145 99.4 Turbine/Generator Full Power
09/20/02 1500 1147 99.6 Turbine/Generator Full Power
09/20/02 1600 1148 99.7 Turbine/Generator Full Power
09/20/02 1700 1148 99.8 Turbine/Generator Full Power
09/20/02 1800 1149 99.9 Turbine/Generator Full Power
09/20/02 1900 1149 99.8 Turbine/Generator Full Power
09/20/02 2000 1149 99.7 Turbine/Generator Full Power
09/20/02 2100 1150 99.9 Turbine/Generator Full Power
09/20/02 2200 1151 100 Turbine/Generator Full Power
09/20/02 2300 1151 99.9 Turbine/Generator Full Power
09/20/02 2400 1151 100 Turbine/Generator Full Power
09/21/02 0100 1151 100 Turbine/Generator Full Power
09/21/02 0200 1151 100 Turbine/Generator Full Power
09/21/02 0300 1151 100 Turbine/Generator Full Power
09/21/02 0400 1151 100 Turbine/Generator Full Power
09/21/02 0500 1150 99.9 Turbine/Generator Full Power
09/21/02 0600 1151 100 Turbine/Generator Full Power
09/21/02 0700 1151 99.9 Turbine/Generator Full Power
09/21/02 0800 1152 99.9 Turbine/Generator Full Power
09/21/02 0900 1151 99.9 Turbine/Generator Full Power
09/21/02 1000 1151 99.9 Turbine/Generator Full Power
09/21/02 1100 1151 100 Turbine/Generator Full Power
09/21/02 1200 1151 100 Turbine/Generator Full Power
09/21/02 1300 1152 100 Turbine/Generator Full Power
09/21/02 1400 1152 100 Turbine/Generator Full Power
09/21/02 1500 1152 100 Turbine/Generator Full Power
09/21/02 1600 1151 100 Turbine/Generator Full Power
09/21/02 1700 1152 100 Turbine/Generator Full Power
09/21/02 1800 1151 100 Turbine/Generator Full Power
09/21/02 1900 1152 100 Turbine/Generator Full Power
09/21/02 2000 1152 100 Turbine/Generator Full Power
09/21/02 2100 1152 100 Turbine/Generator Full Power
09/21/02 2200 1151 100 Turbine/Generator Full Power
09/21/02 2300 1152 100 Turbine/Generator Full Power
09/21/02 2400 1150 99.9 Turbine/Generator Full Power
09/22/02 0100 1152 100 Turbine/Generator Full Power
09/22/02 0200 1150 99.9 Turbine/Generator Full Power
09/22/02 0300 1150 99.9 Turbine/Generator Full Power
09/22/02 0400 1151 99.9 Turbine/Generator Full Power
09/22/02 0500 1151 100 Turbine/Generator Full Power
09/22/02 0600 1151 99.9 Turbine/Generator Full Power
09/22/02 0700 1151 100 Turbine/Generator Full Power
09/22/02 0800 1151 100 Turbine/Generator Full Power
09/22/02 0900 1151 100 Turbine/Generator Full Power



09/22/02 1000 1151 99.9 Turbine/Generator Full Power
09/22/02 1100 1151 99.9 Turbine/Generator Full Power
09/22/02 1200 1151 100 Turbine/Generator Full Power
09/22/02 1300 1151 100 Turbine/Generator Full Power
09/22/02 1400 1151 100 Turbine/Generator Full Power
09/22/02 1500 1152 100 Turbine/Generator Full Power
09/22/02 1600 1151 100 Turbine/Generator Full Power
09/22/02 1700 1151 100 Turbine/Generator Full Power
09/22/02 1800 1152 100 Turbine/Generator Full Power
09/22/02 1900 1151 100 Turbine/Generator Full Power
09/22/02 2000 1150 99.9 Turbine/Generator Full Power
09/22/02 2100 1151 100 Turbine/Generator Full Power
09/22/02 2200 1152 99.9 Turbine/Generator Full Power
09/22/02 2300 1152 100 Turbine/Generator Full Power
09/22/02 2400 1152 100 Turbine/Generator Full Power
09/23/02 0100 1152 100 Turbine/Generator Full Power
09/23/02 0200 1153 100 Turbine/Generator Full Power
09/23/02 0300 1151 100 Turbine/Generator Full Power
09/23/02 0400 1151 99.9 Turbine/Generator Full Power
09/23/02 0500 1152 100 Turbine/Generator Full Power
09/23/02 0600 1151 100 Turbine/Generator Full Power
09/23/02 0700 1152 100 Turbine/Generator Full Power
09/23/02 0800 1152 100 Turbine/Generator Full Power
09/23/02 0900 1152 100 Turbine/Generator Full Power
09/23/02 1000 1152 100 Turbine/Generator Full Power
09/23/02 1100 1152 100 Turbine/Generator Full Power
09/23/02 1200 1152 100 Turbine/Generator Full Power
09/23/02 1300 1152 100 Turbine/Generator Full Power
09/23/02 1400 1152 100 Turbine/Generator Full Power
09/23/02 1500 1152 100 Turbine/Generator Full Power
09/23/02 1600 1152 100 Turbine/Generator Full Power
09/23/02 1700 1152 99.9 Turbine/Generator Full Power
09/23/02 1800 1151 100 Turbine/Generator Full Power
09/23/02 1900 1151 100 Turbine/Generator Full Power
09/23/02 2000 1151 100 Turbine/Generator Full Power
09/23/02 2100 1151 100 Turbine/Generator Full Power
09/23/02 2200 1151 100 Turbine/Generator Full Power
09/23/02 2300 1152 99.9 Turbine/Generator Full Power
09/23/02 2400 1152 100 Turbine/Generator Full Power
09/24/02 0100 1151 99.9 Turbine/Generator Full Power
09/24/02 0200 1152 100 Turbine/Generator Full Power
09/24/02 0300 1151 99.9 Turbine/Generator Full Power
09/24/02 0400 1152 100 Turbine/Generator Full Power
09/24/02 0500 1151 99.9 Turbine/Generator Full Power
09/24/02 0600 1151 100 Turbine/Generator Full Power
09/24/02 0700 1151 100 Turbine/Generator Full Power
09/24/02 0800 1151 99.9 Turbine/Generator Full Power
09/24/02 0900 1151 99.9 Turbine/Generator Full Power
09/24/02 1000 1151 99.9 Turbine/Generator Full Power
09/24/02 1100 1151 99.9 Turbine/Generator Full Power
09/24/02 1200 1151 100 Turbine/Generator Full Power
09/24/02 1300 1151 100 Turbine/Generator Full Power
09/24/02 1400 1151 99.9 Turbine/Generator Full Power
09/24/02 1500 1151 100 Turbine/Generator Full Power
09/24/02 1600 1151 99.9 Turbine/Generator Full Power
09/24/02 1700 1150 99.9 Turbine/Generator Full Power
09/24/02 1800 1150 100 Turbine/Generator Full Power
09/24/02 1900 1150 100 Turbine/Generator Full Power



09/24/02 2000 1150 100 Turbine/Generator Full Power
09/24/02 2100 1151 99.9 Turbine/Generator Full Power
09/24/02 2200 1151 99.9 Turbine/Generator Full Power
09/24/02 2300 1151 99.9 Turbine/Generator Full Power
09/24/02 2400 1151 99.9 Turbine/Generator Full Power
09/25/02 0100 1151 99.9 Turbine/Generator Full Power
09/25/02 0200 1151 99.9 Turbine/Generator Full Power
09/25/02 0300 1151 99.9 Turbine/Generator Full Power
09/25/02 0400 1151 99.9 Turbine/Generator Full Power
09/25/02 0500 1151 99.9 Turbine/Generator Full Power
09/25/02 0600 1151 99.9 Turbine/Generator Full Power
09/25/02 0700 1151 99.9 Turbine/Generator Full Power
09/25/02 0800 1151 99.9 Turbine/Generator Full Power
09/25/02 0900 1150 100 Turbine/Generator Full Power
09/25/02 1000 1150 99.9 Turbine/Generator Full Power
09/25/02 1100 1150 99.9 Turbine/Generator Full Power
09/25/02 1200 1150 99.9 Turbine/Generator Full Power
09/25/02 1300 1150 99.9 Turbine/Generator Full Power
09/25/02 1400 1150 99.9 Turbine/Generator Full Power
09/25/02 1500 1150 100 Turbine/Generator Full Power
09/25/02 1600 1150 99.9 Turbine/Generator Full Power
09/25/02 1700 1150 100 Turbine/Generator Full Power
09/25/02 1800 1150 100 Turbine/Generator Full Power
09/25/02 1900 1150 99.9 Turbine/Generator Full Power
09/25/02 2000 1150 99.9 Turbine/Generator Full Power
09/25/02 2100 1151 99.9 Turbine/Generator Full Power
09/25/02 2200 1150 99.9 Turbine/Generator Full Power
09/25/02 2300 1151 99.9 Turbine/Generator Full Power
09/25/02 2400 1150 99.9 Turbine/Generator Full Power
09/26/02 0100 1151 99.9 Turbine/Generator Full Power
09/26/02 0200 1150 99.9 Turbine/Generator Full Power
09/26/02 0300 1151 99.9 Turbine/Generator Full Power
09/26/02 0400 1150 99.9 Turbine/Generator Full Power
09/26/02 0500 1151 100 Turbine/Generator Full Power
09/26/02 0600 1151 99.9 Turbine/Generator Full Power
09/26/02 0700 1150 99.9 Turbine/Generator Full Power
09/26/02 0800 1150 99.9 Turbine/Generator Full Power
09/26/02 0900 1150 99.9 Turbine/Generator Full Power
09/26/02 1000 1150 99.9 Turbine/Generator Full Power
09/26/02 1100 1150 99.9 Turbine/Generator Full Power
09/26/02 1200 1150 100 Turbine/Generator Full Power
09/26/02 1300 1150 100 Turbine/Generator Full Power
09/26/02 1400 1150 100 Turbine/Generator Full Power
09/26/02 1500 1150 99.9 Turbine/Generator Full Power
09/26/02 1600 1150 100 Turbine/Generator Full Power
09/26/02 1700 1150 100 Turbine/Generator Full Power
09/26/02 1800 1150 99.9 Turbine/Generator Full Power
09/26/02 1900 1150 99.9 Turbine/Generator Full Power
09/26/02 2000 1150 99.9 Turbine/Generator Full Power
09/26/02 2100 1150 100 Turbine/Generator Full Power
09/26/02 2200 1151 100 Turbine/Generator Full Power
09/26/02 2300 1150 100 Turbine/Generator Full Power
09/26/02 2400 1150 99.9 Turbine/Generator Full Power
09/27/02 0100 1151 100 Turbine/Generator Full Power
09/27/02 0200 1150 99.9 Turbine/Generator Full Power
09/27/02 0300 1150 99.9 Turbine/Generator Full Power
09/27/02 0400 1151 100 Turbine/Generator Full Power
09/27/02 0500 1151 100 Turbine/Generator Full Power



09/27/02 0600 1151 100 Turbine/Generator Full Power
09/27/02 0700 1151 100 Turbine/Generator Full Power
09/27/02 0800 1152 100 Turbine/Generator Full Power
09/27/02 0900 1150 99.9 Turbine/Generator Full Power
09/27/02 1000 1151 99.9 Turbine/Generator Full Power
09/27/02 1100 1150 99.9 Turbine/Generator Full Power
09/27/02 1200 1150 100 Turbine/Generator Full Power
09/27/02 1300 1151 99.9 Turbine/Generator Full Power
09/27/02 1400 1151 99.9 Turbine/Generator Full Power
09/27/02 1500 1151 99.9 Turbine/Generator Full Power
09/27/02 1600 1150 99.9 Turbine/Generator Full Power
09/27/02 1700 1150 100 Turbine/Generator Full Power
09/27/02 1800 1151 100 Turbine/Generator Full Power
09/27/02 1900 1150 100 Turbine/Generator Full Power
09/27/02 2000 1150 100 Turbine/Generator Full Power
09/27/02 2100 1150 100 Turbine/Generator Full Power
09/27/02 2200 1150 99.9 Turbine/Generator Full Power
09/27/02 2300 1150 100 Turbine/Generator Full Power
09/27/02 2400 1150 100 Turbine/Generator Full Power
09/28/02 0100 1151 100 Turbine/Generator Full Power
09/28/02 0200 1150 100 Turbine/Generator Full Power
09/28/02 0300 1150 99.9 Turbine/Generator Full Power
09/28/02 0400 1150 99.9 Turbine/Generator Full Power
09/28/02 0500 1151 100 Turbine/Generator Full Power
09/28/02 0600 1151 100 Turbine/Generator Full Power
09/28/02 0700 1150 100 Turbine/Generator Full Power
09/28/02 0800 1149 99.9 Turbine/Generator Full Power
09/28/02 0900 1150 99.9 Turbine/Generator Full Power
09/28/02 1000 1149 99.9 Turbine/Generator Full Power
09/28/02 1100 1148 99.9 Turbine/Generator Full Power
09/28/02 1200 1150 100 Turbine/Generator Full Power
09/28/02 1300 1149 99.9 Turbine/Generator Full Power
09/28/02 1400 1149 99.9 Turbine/Generator Full Power
09/28/02 1500 1148 99.9 Turbine/Generator Full Power
09/28/02 1600 1149 99.9 Turbine/Generator Full Power
09/28/02 1700 1149 99.9 Turbine/Generator Full Power
09/28/02 1800 1148 99.9 Turbine/Generator Full Power
09/28/02 1900 1149 99.9 Turbine/Generator Full Power
09/28/02 2000 1149 99.9 Turbine/Generator Full Power
09/28/02 2100 1149 99.9 Turbine/Generator Full Power
09/28/02 2200 1149 100 Turbine/Generator Full Power
09/28/02 2300 1149 100 Turbine/Generator Full Power
09/28/02 2400 1151 100 Turbine/Generator Full Power
09/29/02 0100 1150 100 Turbine/Generator Full Power
09/29/02 0200 1150 100 Turbine/Generator Full Power
09/29/02 0300 1150 100 Turbine/Generator Full Power
09/29/02 0400 1150 99.9 Turbine/Generator Full Power
09/29/02 0500 1150 100 Turbine/Generator Full Power
09/29/02 0600 1150 100 Turbine/Generator Full Power
09/29/02 0700 1150 100 Turbine/Generator Full Power
09/29/02 0800 1149 100 Turbine/Generator Full Power
09/29/02 0900 1149 100 Turbine/Generator Full Power
09/29/02 1000 1150 99.9 Turbine/Generator Full Power
09/29/02 1100 1150 99.9 Turbine/Generator Full Power
09/29/02 1200 1149 100 Turbine/Generator Full Power
09/29/02 1300 1149 100 Turbine/Generator Full Power
09/29/02 1400 1150 100 Turbine/Generator Full Power
09/29/02 1500 1149 100 Turbine/Generator Full Power



09/29/02 1600 1150 100 Turbine/Generator Full Power
09/29/02 1700 1151 100 Turbine/Generator Full Power
09/29/02 1800 1151 99.9 Turbine/Generator Full Power
09/29/02 1900 1149 99.9 Turbine/Generator Full Power
09/29/02 2000 1149 100 Turbine/Generator Full Power
09/29/02 2100 1151 100 Turbine/Generator Full Power
09/29/02 2200 1150 100 Turbine/Generator Full Power
09/29/02 2300 1150 100 Turbine/Generator Full Power
09/29/02 2400 1150 100 Turbine/Generator Full Power
09/30/02 0100 1151 100 Turbine/Generator Full Power
09/30/02 0200 1150 100 Turbine/Generator Full Power
09/30/02 0300 1151 100 Turbine/Generator Full Power
09/30/02 0400 1150 100 Turbine/Generator Full Power
09/30/02 0500 1150 100 Turbine/Generator Full Power
09/30/02 0600 1152 100 Turbine/Generator Full Power
09/30/02 0700 1151 99.9 Turbine/Generator Full Power
09/30/02 0800 1150 100 Turbine/Generator Full Power
09/30/02 0900 1150 100 Turbine/Generator Full Power
09/30/02 1000 1150 100 Turbine/Generator Full Power
09/30/02 1100 1149 100 Turbine/Generator Full Power
09/30/02 1200 1149 99.9 Turbine/Generator Full Power
09/30/02 1300 1148 99.9 Turbine/Generator Full Power
09/30/02 1400 1149 99.9 Turbine/Generator Full Power
09/30/02 1500 1149 99.9 Turbine/Generator Full Power
09/30/02 1600 1149 99.9 Turbine/Generator Full Power
09/30/02 1700 1150 99.9 Turbine/Generator Full Power
09/30/02 1800 1150 100.7 Turbine/Generator Full Power
09/30/02 1900 1150 99.9 Turbine/Generator Full Power
09/30/02 2000 1150 99.9 Turbine/Generator Full Power
09/30/02 2100 1149 99.9 Turbine/Generator Full Power
09/30/02 2200 1150 99.9 Turbine/Generator Full Power
09/30/02 2300 1150 99.9 Turbine/Generator Full Power
09/30/02 2400 1150 99.9 Turbine/Generator Full Power
10/01/02 0100 1149 100 Turbine/Generator Full Power
10/01/02 0200 1150 100 Turbine/Generator Full Power
10/01/02 0300 1150 99.9 Turbine/Generator Full Power
10/01/02 0400 1150 99.9 Turbine/Generator Full Power
10/01/02 0500 1150 99.9 Turbine/Generator Full Power
10/01/02 0600 1150 99.9 Turbine/Generator Full Power
10/01/02 0700 1150 100 Turbine/Generator Full Power
10/01/02 0800 1150 100 Turbine/Generator Full Power
10/01/02 0900 1150 100 Turbine/Generator Full Power
10/01/02 1000 1150 100 Turbine/Generator Full Power
10/01/02 1100 1150 99.9 Turbine/Generator Full Power
10/01/02 1200 1149 99.9 Turbine/Generator Full Power
10/01/02 1300 1149 99.9 Turbine/Generator Full Power
10/01/02 1400 1149 99.9 Turbine/Generator Full Power
10/01/02 1500 1149 100 Turbine/Generator Full Power
10/01/02 1600 1149 99.9 Turbine/Generator Full Power
10/01/02 1700 1149 100 Turbine/Generator Full Power
10/01/02 1800 1150 99.9 Turbine/Generator Full Power
10/01/02 1900 1150 99.9 Turbine/Generator Full Power
10/01/02 2000 1150 99.9 Turbine/Generator Full Power
10/01/02 2100 1150 99.9 Turbine/Generator Full Power
10/01/02 2200 1150 100 Turbine/Generator Full Power
10/01/02 2300 1150 99.9 Turbine/Generator Full Power
10/01/02 2400 1148 100.9 Turbine/Generator Full Power
10/02/02 0100 1147 100.7 Turbine/Generator Full Power



10/02/02 0200 1146 100.6 Turbine/Generator Full Power
10/02/02 0300 1145 99.6 Turbine/Generator Full Power
10/02/02 0400 1150 100 Turbine/Generator Full Power
10/02/02 0500 1150 99.9 Turbine/Generator Full Power
10/02/02 0600 1151 100 Turbine/Generator Full Power
10/02/02 0700 1151 99.9 Turbine/Generator Full Power
10/02/02 0800 1151 99.9 Turbine/Generator Full Power
10/02/02 0900 1150 100 Turbine/Generator Full Power
10/02/02 1000 1150 100 Turbine/Generator Full Power
10/02/02 1100 1150 100 Turbine/Generator Full Power
10/02/02 1200 1150 99.9 Turbine/Generator Full Power
10/02/02 1300 1150 99.9 Turbine/Generator Full Power
10/02/02 1400 1150 99.9 Turbine/Generator Full Power
10/02/02 1500 1150 99.9 Turbine/Generator Full Power
10/02/02 1600 1150 99.9 Turbine/Generator Full Power
10/02/02 1700 1150 99.9 Turbine/Generator Full Power
10/02/02 1800 1150 99.9 Turbine/Generator Full Power
10/02/02 1900 1150 100 Turbine/Generator Full Power
10/02/02 2000 1149 99.9 Turbine/Generator Full Power
10/02/02 2100 1150 100 Turbine/Generator Full Power
10/02/02 2200 1150 100 Turbine/Generator Full Power
10/02/02 2300 1150 100 Turbine/Generator Full Power
10/02/02 2400 1149 100 Turbine/Generator Full Power
10/03/02 0100 1150 99.9 Turbine/Generator Full Power
10/03/02 0200 1150 99.9 Turbine/Generator Full Power
10/03/02 0300 1150 101 Turbine/Generator Full Power
10/03/02 0400 1151 101 Turbine/Generator Full Power
10/03/02 0500 1151 101 Turbine/Generator Full Power
10/03/02 0600 1151 101 Turbine/Generator Full Power
10/03/02 0700 1150 99.9 Turbine/Generator Full Power
10/03/02 0800 1150 99.9 Turbine/Generator Full Power
10/03/02 0900 1150 99.9 Turbine/Generator Full Power
10/03/02 1000 1150 100 Turbine/Generator Full Power
10/03/02 1100 1150 99.9 Turbine/Generator Full Power
10/03/02 1200 1150 99.9 Turbine/Generator Full Power
10/03/02 1300 1150 99.9 Turbine/Generator Full Power
10/03/02 1400 1150 100 Turbine/Generator Full Power
10/03/02 1500 1150 99.9 Turbine/Generator Full Power
10/03/02 1600 1150 99.9 Turbine/Generator Full Power
10/03/02 1700 1150 100 Turbine/Generator Full Power
10/03/02 1800 1150 100 Turbine/Generator Full Power
10/03/02 1900 1150 99.9 Turbine/Generator Full Power
10/03/02 2000 1150 100 Turbine/Generator Full Power
10/03/02 2100 1150 100 Turbine/Generator Full Power
10/03/02 2200 1150 100 Turbine/Generator Full Power
10/03/02 2300 1149 100 Turbine/Generator Full Power
10/03/02 2400 1150 99.9 Turbine/Generator Full Power
10/04/02 0100 1150 99.9 Turbine/Generator Full Power
10/04/02 0200 1150 99.9 Turbine/Generator Full Power
10/04/02 0300 1150 99.9 Turbine/Generator Full Power
10/04/02 0400 1150 100 Turbine/Generator Full Power
10/04/02 0500 1150 100 Turbine/Generator Full Power
10/04/02 0600 1150 100 Turbine/Generator Full Power
10/04/02 0700 1150 100 Turbine/Generator Full Power
10/04/02 0800 1150 99.9 Turbine/Generator Full Power
10/04/02 0900 1150 99.9 Turbine/Generator Full Power
10/04/02 1000 1150 99.9 Turbine/Generator Full Power
10/04/02 1100 1150 99.9 Turbine/Generator Full Power



10/04/02 1200 1148 99.9 Turbine/Generator Full Power
10/04/02 1300 1148 99.9 Turbine/Generator Full Power
10/04/02 1400 1148 99.9 Turbine/Generator Full Power
10/04/02 1500 1148 99.9 Turbine/Generator Full Power
10/04/02 1600 1149 99.8 Turbine/Generator Full Power
10/04/02 1700 1148 100 Turbine/Generator Full Power
10/04/02 1800 1148 99.9 Turbine/Generator Full Power
10/04/02 1900 1149 99.9 Turbine/Generator Full Power
10/04/02 2000 1150 100 Turbine/Generator Full Power
10/04/02 2100 1149 100 Turbine/Generator Full Power
10/04/02 2200 1149 100 Turbine/Generator Full Power
10/04/02 2300 1150 99.9 Turbine/Generator Full Power
10/04/02 2400 1150 100 Turbine/Generator Full Power
10/05/02 0100 1150 100 Turbine/Generator Full Power
10/05/02 0200 1149 99.9 Turbine/Generator Full Power
10/05/02 0300 1150 100 Turbine/Generator Full Power
10/05/02 0400 1149 100 Turbine/Generator Full Power
10/05/02 0500 1150 100 Turbine/Generator Full Power
10/05/02 0600 1150 99.9 Turbine/Generator Full Power
10/05/02 0700 1150 99.9 Turbine/Generator Full Power
10/05/02 0800 1149 100 Turbine/Generator Full Power
10/05/02 0900 1149 99.9 Turbine/Generator Full Power
10/05/02 1000 1149 99.9 Turbine/Generator Full Power
10/05/02 1100 1149 99.9 Turbine/Generator Full Power
10/05/02 1200 1149 99.9 Turbine/Generator Full Power
10/05/02 1300 1148 99.9 Turbine/Generator Full Power
10/05/02 1400 1149 99.9 Turbine/Generator Full Power
10/05/02 1500 1150 100 Turbine/Generator Full Power
10/05/02 1600 1149 99.9 Turbine/Generator Full Power
10/05/02 1700 1149 100 Turbine/Generator Full Power
10/05/02 1800 1149 100 Turbine/Generator Full Power
10/05/02 1900 1149 100 Turbine/Generator Full Power
10/05/02 2000 1149 99.9 Turbine/Generator Full Power
10/05/02 2100 1150 100 Turbine/Generator Full Power
10/05/02 2200 1150 100 Turbine/Generator Full Power
10/05/02 2300 1150 100 Turbine/Generator Full Power
10/05/02 2400 1150 100 Turbine/Generator Full Power
10/06/02 0100 1147 100 Turbine/Generator Full Power
10/06/02 0200 1149 100 Turbine/Generator Full Power
10/06/02 0300 1148 100 Turbine/Generator Full Power
10/06/02 0400 1148 100 Turbine/Generator Full Power
10/06/02 0500 1149 100 Turbine/Generator Full Power
10/06/02 0600 1150 99.9 Turbine/Generator Full Power
10/06/02 0700 1150 100 Turbine/Generator Full Power
10/06/02 0800 1149 99.9 Turbine/Generator Full Power
10/06/02 0900 1150 99.9 Turbine/Generator Full Power
10/06/02 1000 1149 99.9 Turbine/Generator Full Power
10/06/02 1100 1149 99.9 Turbine/Generator Full Power
10/06/02 1200 1149 100 Turbine/Generator Full Power
10/06/02 1300 1149 99.9 Turbine/Generator Full Power
10/06/02 1400 1148 99.9 Turbine/Generator Full Power
10/06/02 1500 1148 99.9 Turbine/Generator Full Power
10/06/02 1600 1148 99.9 Turbine/Generator Full Power
10/06/02 1700 1148 99.9 Turbine/Generator Full Power
10/06/02 1800 1148 100 Turbine/Generator Full Power
10/06/02 1900 1149 99.9 Turbine/Generator Full Power
10/06/02 2000 1148 99.9 Turbine/Generator Full Power
10/06/02 2100 1149 100 Turbine/Generator Full Power



10/06/02 2200 1148 100 Turbine/Generator Full Power
10/06/02 2300 1149 99.9 Turbine/Generator Full Power
10/06/02 2400 1150 100 Turbine/Generator Full Power
10/07/02 0100 1150 99.9 Turbine/Generator Full Power
10/07/02 0200 1149 100 Turbine/Generator Full Power
10/07/02 0300 1150 100 Turbine/Generator Full Power
10/07/02 0400 1150 99.9 Turbine/Generator Full Power
10/07/02 0500 1148 100 Turbine/Generator Full Power
10/07/02 0600 1148 100 Turbine/Generator Full Power
10/07/02 0700 1149 100 Turbine/Generator Full Power
10/07/02 0800 1149 99.9 Turbine/Generator Full Power
10/07/02 0900 1149 100 Turbine/Generator Full Power
10/07/02 1000 1149 100 Turbine/Generator Full Power
10/07/02 1100 1149 100 Turbine/Generator Full Power
10/07/02 1200 1149 100 Turbine/Generator Full Power
10/07/02 1300 1149 100 Turbine/Generator Full Power
10/07/02 1400 1149 100 Turbine/Generator Full Power
10/07/02 1500 1148 100 Turbine/Generator Full Power
10/07/02 1600 1149 100 Turbine/Generator Full Power
10/07/02 1700 1149 100 Turbine/Generator Full Power
10/07/02 1800 1149 99.9 Turbine/Generator Full Power
10/07/02 1900 1149 99.9 Turbine/Generator Full Power
10/07/02 2000 1149 99.9 Turbine/Generator Full Power
10/07/02 2100 1150 100 Turbine/Generator Full Power
10/07/02 2200 1149 99.9 Turbine/Generator Full Power
10/07/02 2300 1150 99.9 Turbine/Generator Full Power
10/07/02 2400 1149 99.9 Turbine/Generator Full Power
10/08/02 0100 1151 99.9 Turbine/Generator Full Power
10/08/02 0200 1150 99.9 Turbine/Generator Full Power
10/08/02 0300 1149 99.9 Turbine/Generator Full Power
10/08/02 0400 1149 100 Turbine/Generator Full Power
10/08/02 0500 1149 99.9 Turbine/Generator Full Power
10/08/02 0600 1149 99.9 Turbine/Generator Full Power
10/08/02 0700 1150 99.9 Turbine/Generator Full Power
10/08/02 0800 1149 99.9 Turbine/Generator Full Power
10/08/02 0900 1150 100.2 Turbine/Generator Full Power
10/08/02 1000 1150 100.2 Turbine/Generator Full Power
10/08/02 1100 1150 100.2 Turbine/Generator Full Power
10/08/02 1200 1150 100.2 Turbine/Generator Full Power
10/08/02 1300 1150 100.2 Turbine/Generator Full Power
10/08/02 1400 1150 100.2 Turbine/Generator Full Power
10/08/02 1500 1149 99.9 Turbine/Generator Full Power
10/08/02 1600 1148 100 Turbine/Generator Full Power
10/08/02 1700 1149 100 Turbine/Generator Full Power
10/08/02 1800 1149 100 Turbine/Generator Full Power
10/08/02 1900 1148 99.9 Turbine/Generator Full Power
10/08/02 2000 1148 99.9 Turbine/Generator Full Power
10/08/02 2100 1148 100 Turbine/Generator Full Power
10/08/02 2200 1149 99.9 Turbine/Generator Full Power
10/08/02 2300 1149 99.9 Turbine/Generator Full Power
10/08/02 2400 1149 100 Turbine/Generator Full Power
10/09/02 0100 1149 100.2 Turbine/Generator Full Power
10/09/02 0200 1148 100.2 Turbine/Generator Full Power
10/09/02 0300 1148 100.2 Turbine/Generator Full Power
10/09/02 0400 1148 99.9 Turbine/Generator Full Power
10/09/02 0500 1148 100 Turbine/Generator Full Power
10/09/02 0600 1149 99.9 Turbine/Generator Full Power
10/09/02 0700 1149 100 Turbine/Generator Full Power



10/09/02 0800 1149 99.9 Turbine/Generator Full Power
10/09/02 0900 1150 99.9 Turbine/Generator Full Power
10/09/02 1000 1148 99.9 Turbine/Generator Full Power
10/09/02 1100 1149 99.9 Turbine/Generator Full Power
10/09/02 1200 1149 100.2 Turbine/Generator Full Power
10/09/02 1300 1149 100.2 Turbine/Generator Full Power
10/09/02 1400 1148 100.2 Turbine/Generator Full Power
10/09/02 1500 1149 100.2 Turbine/Generator Full Power
10/09/02 1600 1148 99.9 Turbine/Generator Full Power
10/09/02 1700 1148 99.9 Turbine/Generator Full Power
10/09/02 1800 1148 99.9 Turbine/Generator Full Power
10/09/02 1900 1148 99.9 Turbine/Generator Full Power
10/09/02 2000 1148 99.9 Turbine/Generator Full Power
10/09/02 2100 1148 99.9 Turbine/Generator Full Power
10/09/02 2200 1149 100.3 Turbine/Generator Full Power
10/09/02 2300 1150 100.3 Turbine/Generator Full Power
10/09/02 2400 1150 100.3 Turbine/Generator Full Power
10/10/02 0100 1150 99.9 Turbine/Generator Full Power
10/10/02 0200 1149 99.9 Turbine/Generator Full Power
10/10/02 0300 1149 99.9 Turbine/Generator Full Power
10/10/02 0400 1149 99.9 Turbine/Generator Full Power
10/10/02 0500 1149 100 Turbine/Generator Full Power
10/10/02 0600 1149 100 Turbine/Generator Full Power
10/10/02 0700 1149 100 Turbine/Generator Full Power
10/10/02 0800 1149 100 Turbine/Generator Full Power
10/10/02 0900 1149 99.9 Turbine/Generator Full Power
10/10/02 1000 1149 99.9 Turbine/Generator Full Power
10/10/02 1100 1149 99.9 Turbine/Generator Full Power
10/10/02 1200 1148 99.9 Turbine/Generator Full Power
10/10/02 1300 1149 100.3 Turbine/Generator Full Power
10/10/02 1400 1149 100.3 Turbine/Generator Full Power
10/10/02 1500 1149 99.9 Turbine/Generator Full Power
10/10/02 1600 1147 100.3 Turbine/Generator Full Power
10/10/02 1700 1148 100.4 Turbine/Generator Full Power
10/10/02 1800 1148 99.9 Turbine/Generator Full Power
10/10/02 1900 1148 99.9 Turbine/Generator Full Power
10/10/02 2000 1148 99.9 Turbine/Generator Full Power
10/10/02 2100 1148 99.9 Turbine/Generator Full Power
10/10/02 2200 1149 100.4 Turbine/Generator Full Power
10/10/02 2300 1149 100.4 Turbine/Generator Full Power
10/10/02 2400 1149 99.9 Turbine/Generator Full Power
10/11/02 0100 1148 99.9 Turbine/Generator Full Power
10/11/02 0200 1149 99.9 Turbine/Generator Full Power
10/11/02 0300 1148 100.4 Turbine/Generator Full Power
10/11/02 0400 1148 99.9 Turbine/Generator Full Power
10/11/02 0500 1148 100 Turbine/Generator Full Power
10/11/02 0600 1149 99.9 Turbine/Generator Full Power
10/11/02 0700 1149 100 Turbine/Generator Full Power
10/11/02 0800 1147 99.9 Turbine/Generator Full Power
10/11/02 0900 1148 99.9 Turbine/Generator Full Power
10/11/02 1000 1149 100.4 Turbine/Generator Full Power
10/11/02 1100 1149 100.4 Turbine/Generator Full Power
10/11/02 1200 1150 100.4 Turbine/Generator Full Power
10/11/02 1300 1149 100.4 Turbine/Generator Full Power
10/11/02 1400 1149 100.4 Turbine/Generator Full Power
10/11/02 1500 1148 99.9 Turbine/Generator Full Power
10/11/02 1600 1150 100 Turbine/Generator Full Power
10/11/02 1700 1150 100 Turbine/Generator Full Power



10/11/02 1800 1149 100 Turbine/Generator Full Power
10/11/02 1900 1150 99.9 Turbine/Generator Full Power
10/11/02 2000 1148 99.9 Turbine/Generator Full Power
10/11/02 2100 1148 100 Turbine/Generator Full Power
10/11/02 2200 1148 100 Turbine/Generator Full Power
10/11/02 2300 1148 99.9 Turbine/Generator Full Power
10/11/02 2400 1148 100 Turbine/Generator Full Power
10/12/02 0100 1148 99.9 Turbine/Generator Full Power
10/12/02 0200 1148 100 Turbine/Generator Full Power
10/12/02 0300 1148 99.9 Turbine/Generator Full Power
10/12/02 0400 1149 100 Turbine/Generator Full Power
10/12/02 0500 1148 100 Turbine/Generator Full Power
10/12/02 0600 1148 100 Turbine/Generator Full Power
10/12/02 0700 1149 100 Turbine/Generator Full Power
10/12/02 0800 1149 100 Turbine/Generator Full Power
10/12/02 0900 1148 100 Turbine/Generator Full Power
10/12/02 1000 1149 100 Turbine/Generator Full Power
10/12/02 1100 1149 99.9 Turbine/Generator Full Power
10/12/02 1200 1148 100 Turbine/Generator Full Power
10/12/02 1300 1149 100 Turbine/Generator Full Power
10/12/02 1400 1149 100 Turbine/Generator Full Power
10/12/02 1500 1148 100 Turbine/Generator Full Power
10/12/02 1600 1148 100 Turbine/Generator Full Power
10/12/02 1700 1149 100 Turbine/Generator Full Power
10/12/02 1800 1150 100 Turbine/Generator Full Power
10/12/02 1900 1151 100 Turbine/Generator Full Power
10/12/02 2000 1148 100 Turbine/Generator Full Power
10/12/02 2100 1148 100 Turbine/Generator Full Power
10/12/02 2200 1149 100 Turbine/Generator Full Power
10/12/02 2300 1148 100 Turbine/Generator Full Power
10/12/02 2400 1149 100 Turbine/Generator Full Power
10/13/02 0100 1148 100 Turbine/Generator Full Power
10/13/02 0200 1149 100 Turbine/Generator Full Power
10/13/02 0300 1149 100 Turbine/Generator Full Power
10/13/02 0400 1149 100 Turbine/Generator Full Power
10/13/02 0500 1149 100 Turbine/Generator Full Power
10/13/02 0600 1149 100 Turbine/Generator Full Power
10/13/02 0700 1149 100 Turbine/Generator Full Power
10/13/02 0800 1149 100 Turbine/Generator Full Power
10/13/02 0900 1148 100 Turbine/Generator Full Power
10/13/02 1000 1148 100 Turbine/Generator Full Power
10/13/02 1100 1148 100 Turbine/Generator Full Power
10/13/02 1200 1148 100 Turbine/Generator Full Power
10/13/02 1300 1148 100 Turbine/Generator Full Power
10/13/02 1400 1148 100 Turbine/Generator Full Power
10/13/02 1500 1148 100 Turbine/Generator Full Power
10/13/02 1600 1148 100 Turbine/Generator Full Power
10/13/02 1700 1148 100 Turbine/Generator Full Power
10/13/02 1800 1149 100 Turbine/Generator Full Power
10/13/02 1900 1149 100 Turbine/Generator Full Power
10/13/02 2000 1149 100 Turbine/Generator Full Power
10/13/02 2100 1149 100 Turbine/Generator Full Power
10/13/02 2200 1149 100 Turbine/Generator Full Power
10/13/02 2300 1148 100 Turbine/Generator Full Power
10/13/02 2400 1149 100 Turbine/Generator Full Power
10/14/02 0100 1149 100 Turbine/Generator Full Power
10/14/02 0200 1149 100 Turbine/Generator Full Power
10/14/02 0300 1140 100.5 Turbine/Generator Full Power



10/14/02 0400 1140 100.5 Turbine/Generator Full Power
10/14/02 0500 1149 100 Turbine/Generator Full Power
10/14/02 0600 1149 100 Turbine/Generator Full Power
10/14/02 0700 1149 100 Turbine/Generator Full Power
10/14/02 0800 1149 100 Turbine/Generator Full Power
10/14/02 0900 1149 99.9 Turbine/Generator Full Power
10/14/02 1000 1149 100 Turbine/Generator Full Power
10/14/02 1100 1148 100 Turbine/Generator Full Power
10/14/02 1200 1148 100 Turbine/Generator Full Power
10/14/02 1300 1148 100 Turbine/Generator Full Power
10/14/02 1400 1149 100 Turbine/Generator Full Power
10/14/02 1500 1148 99.9 Turbine/Generator Full Power
10/14/02 1600 1149 100 Turbine/Generator Full Power
10/14/02 1700 1149 100 Turbine/Generator Full Power
10/14/02 1800 1148 100 Turbine/Generator Full Power
10/14/02 1900 1148 100 Turbine/Generator Full Power
10/14/02 2000 1149 99.9 Turbine/Generator Full Power
10/14/02 2100 1149 100 Turbine/Generator Full Power
10/14/02 2200 1149 100 Turbine/Generator Full Power
10/14/02 2300 1149 99.9 Turbine/Generator Full Power
10/14/02 2400 1149 100 Turbine/Generator Full Power
10/15/02 0100 1148 100 Turbine/Generator Full Power
10/15/02 0200 1148 100 Turbine/Generator Full Power
10/15/02 0300 1148 100 Turbine/Generator Full Power
10/15/02 0400 1148 100 Turbine/Generator Full Power
10/15/02 0500 1149 100 Turbine/Generator Full Power
10/15/02 0600 1150 100 Turbine/Generator Full Power
10/15/02 0700 1150 100 Turbine/Generator Full Power
10/15/02 0800 1149 100 Turbine/Generator Full Power
10/15/02 0900 1149 100 Turbine/Generator Full Power
10/15/02 1000 1149 100 Turbine/Generator Full Power
10/15/02 1100 1149 100 Turbine/Generator Full Power
10/15/02 1200 1149 100 Turbine/Generator Full Power
10/15/02 1300 1148 100 Turbine/Generator Full Power
10/15/02 1400 1148 100 Turbine/Generator Full Power
10/15/02 1500 1148 100 Turbine/Generator Full Power
10/15/02 1600 1148 100 Turbine/Generator Full Power
10/15/02 1700 1149 100 Turbine/Generator Full Power
10/15/02 1800 1149 100 Turbine/Generator Full Power
10/15/02 1900 1149 100 Turbine/Generator Full Power
10/15/02 2000 1149 100 Turbine/Generator Full Power
10/15/02 2100 1150 100 Turbine/Generator Full Power
10/15/02 2200 1150 100 Turbine/Generator Full Power
10/15/02 2300 1149 100 Turbine/Generator Full Power
10/15/02 2400 1149 100 Turbine/Generator Full Power
10/16/02 0100 1149 100 Turbine/Generator Full Power
10/16/02 0200 1149 100 Turbine/Generator Full Power
10/16/02 0300 1150 100 Turbine/Generator Full Power
10/16/02 0400 1150 100 Turbine/Generator Full Power
10/16/02 0500 1150 100 Turbine/Generator Full Power
10/16/02 0600 1150 100 Turbine/Generator Full Power
10/16/02 0700 1150 100 Turbine/Generator Full Power
10/16/02 0800 1150 100 Turbine/Generator Full Power
10/16/02 0900 1150 100 Turbine/Generator Full Power
10/16/02 1000 1149 100 Turbine/Generator Full Power
10/16/02 1100 1149 100 Turbine/Generator Full Power
10/16/02 1200 1149 100 Turbine/Generator Full Power
10/16/02 1300 1149 100 Turbine/Generator Full Power



10/16/02 1400 1149 100 Turbine/Generator Full Power
10/16/02 1500 1149 100 Turbine/Generator Full Power
10/16/02 1600 1149 100 Turbine/Generator Full Power
10/16/02 1700 1149 100 Turbine/Generator Full Power
10/16/02 1800 1149 100 Turbine/Generator Full Power
10/16/02 1900 1149 100 Turbine/Generator Full Power
10/16/02 2000 1150 100 Turbine/Generator Full Power
10/16/02 2100 1150 100 Turbine/Generator Full Power
10/16/02 2200 1150 100 Turbine/Generator Full Power
10/16/02 2300 1149 100 Turbine/Generator Full Power
10/16/02 2400 1149 100 Turbine/Generator Full Power
10/17/02 0100 1148 100 Turbine/Generator Full Power
10/17/02 0200 1149 100 Turbine/Generator Full Power
10/17/02 0300 1149 100 Turbine/Generator Full Power
10/17/02 0400 1149 100 Turbine/Generator Full Power
10/17/02 0500 1149 100 Turbine/Generator Full Power
10/17/02 0600 1149 100 Turbine/Generator Full Power
10/17/02 0700 1149 100 Turbine/Generator Full Power
10/17/02 0800 1149 100 Turbine/Generator Full Power
10/17/02 0900 1150 100 Turbine/Generator Full Power
10/17/02 1000 1150 100 Turbine/Generator Full Power
10/17/02 1100 1150 100 Turbine/Generator Full Power
10/17/02 1200 1149 100 Turbine/Generator Full Power
10/17/02 1300 1149 100 Turbine/Generator Full Power
10/17/02 1400 1149 100 Turbine/Generator Full Power
10/17/02 1500 1149 100 Turbine/Generator Full Power
10/17/02 1600 1149 100 Turbine/Generator Full Power
10/17/02 1700 1149 100 Turbine/Generator Full Power
10/17/02 1800 1149 100 Turbine/Generator Full Power
10/17/02 1900 1149 100 Turbine/Generator Full Power
10/17/02 2000 1150 100 Turbine/Generator Full Power
10/17/02 2100 1149 100 Turbine/Generator Full Power
10/17/02 2200 1150 100 Turbine/Generator Full Power
10/17/02 2300 1150 100 Turbine/Generator Full Power
10/17/02 2400 1150 100 Turbine/Generator Full Power
10/18/02 0100 1149 100 Turbine/Generator Full Power
10/18/02 0200 1149 100 Turbine/Generator Full Power
10/18/02 0300 1149 100 Turbine/Generator Full Power
10/18/02 0400 1149 100 Turbine/Generator Full Power
10/18/02 0500 1150 100 Turbine/Generator Full Power
10/18/02 0600 1150 100 Turbine/Generator Full Power
10/18/02 0700 1150 100 Turbine/Generator Full Power
10/18/02 0800 1150 100 Turbine/Generator Full Power
10/18/02 0900 1150 100 Turbine/Generator Full Power
10/18/02 1000 1149 100 Turbine/Generator Full Power
10/18/02 1100 1149 100 Turbine/Generator Full Power
10/18/02 1200 1150 99.9 Turbine/Generator Full Power
10/18/02 1300 1149 100 Turbine/Generator Full Power
10/18/02 1400 1149 100 Turbine/Generator Full Power
10/18/02 1500 1150 100 Turbine/Generator Full Power
10/18/02 1600 1149 100 Turbine/Generator Full Power
10/18/02 1700 1150 100 Turbine/Generator Full Power
10/18/02 1800 1150 100 Turbine/Generator Full Power
10/18/02 1900 1150 100 Turbine/Generator Full Power
10/18/02 2000 1150 100 Turbine/Generator Full Power
10/18/02 2100 1150 100 Turbine/Generator Full Power
10/18/02 2200 1150 100 Turbine/Generator Full Power
10/18/02 2300 1150 100 Turbine/Generator Full Power



10/18/02 2400 1150 100 Turbine/Generator Full Power
10/19/02 0100 1150 100 Turbine/Generator Full Power
10/19/02 0200 1150 100 Turbine/Generator Full Power
10/19/02 0300 1150 100 Turbine/Generator Full Power
10/19/02 0400 1149 100 Turbine/Generator Full Power
10/19/02 0500 1150 100 Turbine/Generator Full Power
10/19/02 0600 1150 100 Turbine/Generator Full Power
10/19/02 0700 1150 100 Turbine/Generator Full Power
10/19/02 0800 1150 100 Turbine/Generator Full Power
10/19/02 0900 1150 100 Turbine/Generator Full Power
10/19/02 1000 1149 100 Turbine/Generator Full Power
10/19/02 1100 1147 100 Turbine/Generator Full Power
10/19/02 1200 1147 100 Turbine/Generator Full Power
10/19/02 1300 1147 100 Turbine/Generator Full Power
10/19/02 1400 1147 100 Turbine/Generator Full Power
10/19/02 1500 1146 100 Turbine/Generator Full Power
10/19/02 1600 1147 100 Turbine/Generator Full Power
10/19/02 1700 1146 100 Turbine/Generator Full Power
10/19/02 1800 1148 100 Turbine/Generator Full Power
10/19/02 1900 1147 100 Turbine/Generator Full Power
10/19/02 2000 1147 100 Turbine/Generator Full Power
10/19/02 2100 1147 100 Turbine/Generator Full Power
10/19/02 2200 1147 100 Turbine/Generator Full Power
10/19/02 2300 1148 100 Turbine/Generator Full Power
10/19/02 2400 1147 100 Turbine/Generator Full Power
10/20/02 0100 1148 100 Turbine/Generator Full Power
10/20/02 0200 1147 100 Turbine/Generator Full Power
10/20/02 0300 1147 100 Turbine/Generator Full Power
10/20/02 0400 1147 100 Turbine/Generator Full Power
10/20/02 0500 1147 100 Turbine/Generator Full Power
10/20/02 0600 1147 100 Turbine/Generator Full Power
10/20/02 0700 1148 100 Turbine/Generator Full Power
10/20/02 0800 1148 100 Turbine/Generator Full Power
10/20/02 0900 1148 100 Turbine/Generator Full Power
10/20/02 1000 1148 100 Turbine/Generator Full Power
10/20/02 1100 1147 100 Turbine/Generator Full Power
10/20/02 1200 1147 100 Turbine/Generator Full Power
10/20/02 1300 1148 100 Turbine/Generator Full Power
10/20/02 1400 1147 100 Turbine/Generator Full Power
10/20/02 1500 1147 100 Turbine/Generator Full Power
10/20/02 1600 1147 99.9 Turbine/Generator Full Power
10/20/02 1700 1148 100 Turbine/Generator Full Power
10/20/02 1800 1148 99.9 Turbine/Generator Full Power
10/20/02 1900 1149 100 Turbine/Generator Full Power
10/20/02 2000 1149 99.9 Turbine/Generator Full Power
10/20/02 2100 1149 100 Turbine/Generator Full Power
10/20/02 2200 1150 100 Turbine/Generator Full Power
10/20/02 2300 1150 100 Turbine/Generator Full Power
10/20/02 2400 1150 100 Turbine/Generator Full Power
10/21/02 0100 1150 100 Turbine/Generator Full Power
10/21/02 0200 1150 100 Turbine/Generator Full Power
10/21/02 0300 1149 100 Turbine/Generator Full Power
10/21/02 0400 1149 100 Turbine/Generator Full Power
10/21/02 0500 1150 100 Turbine/Generator Full Power
10/21/02 0600 1149 100 Turbine/Generator Full Power
10/21/02 0700 1149 100 Turbine/Generator Full Power
10/21/02 0800 1149 100 Turbine/Generator Full Power
10/21/02 0900 1150 100 Turbine/Generator Full Power



10/21/02 1000 1149 100 Turbine/Generator Full Power
10/21/02 1100 1149 100 Turbine/Generator Full Power
10/21/02 1200 1149 100 Turbine/Generator Full Power
10/21/02 1300 1149 100 Turbine/Generator Full Power
10/21/02 1400 1149 100 Turbine/Generator Full Power
10/21/02 1500 1149 100 Turbine/Generator Full Power
10/21/02 1600 1148 100 Turbine/Generator Full Power
10/21/02 1700 1148 100 Turbine/Generator Full Power
10/21/02 1800 1148 100 Turbine/Generator Full Power
10/21/02 1900 1148 100 Turbine/Generator Full Power
10/21/02 2000 1148 100 Turbine/Generator Full Power
10/21/02 2100 1148 100 Turbine/Generator Full Power
10/21/02 2200 1148 100 Turbine/Generator Full Power
10/21/02 2300 1148 100 Turbine/Generator Full Power
10/21/02 2400 1149 100 Turbine/Generator Full Power
10/22/02 0100 1149 100 Turbine/Generator Full Power
10/22/02 0200 1149 100 Turbine/Generator Full Power
10/22/02 0300 1149 100 Turbine/Generator Full Power
10/22/02 0400 1149 100 Turbine/Generator Full Power
10/22/02 0500 1149 100 Turbine/Generator Full Power
10/22/02 0600 1149 100 Turbine/Generator Full Power
10/22/02 0700 1149 99.9 Turbine/Generator Full Power
10/22/02 0800 1149 100 Turbine/Generator Full Power
10/22/02 0900 1149 100 Turbine/Generator Full Power
10/22/02 1000 1149 100 Turbine/Generator Full Power
10/22/02 1100 1149 100 Turbine/Generator Full Power
10/22/02 1200 1149 100 Turbine/Generator Full Power
10/22/02 1300 1149 100 Turbine/Generator Full Power
10/22/02 1400 1148 100 Turbine/Generator Full Power
10/22/02 1500 1148 100 Turbine/Generator Full Power
10/22/02 1600 1148 100 Turbine/Generator Full Power
10/22/02 1700 1148 100 Turbine/Generator Full Power
10/22/02 1800 1148 100 Turbine/Generator Full Power
10/22/02 1900 1148 100 Turbine/Generator Full Power
10/22/02 2000 1149 100 Turbine/Generator Full Power
10/22/02 2100 1149 100 Turbine/Generator Full Power
10/22/02 2200 1149 100 Turbine/Generator Full Power
10/22/02 2300 1150 100 Turbine/Generator Full Power
10/22/02 2400 1150 100 Turbine/Generator Full Power
10/23/02 0100 1150 100 Turbine/Generator Full Power
10/23/02 0200 1150 100 Turbine/Generator Full Power
10/23/02 0300 1150 100 Turbine/Generator Full Power
10/23/02 0400 1150 100 Turbine/Generator Full Power
10/23/02 0500 1150 100 Turbine/Generator Full Power
10/23/02 0600 1150 100 Turbine/Generator Full Power
10/23/02 0700 1150 100 Turbine/Generator Full Power
10/23/02 0800 1149 99.9 Turbine/Generator Full Power
10/23/02 0900 1150 100 Turbine/Generator Full Power
10/23/02 1000 1149 100 Turbine/Generator Full Power
10/23/02 1100 1149 99.9 Turbine/Generator Full Power
10/23/02 1200 1149 100 Turbine/Generator Full Power
10/23/02 1300 1149 100 Turbine/Generator Full Power
10/23/02 1400 1149 99.9 Turbine/Generator Full Power
10/23/02 1500 1149 99.9 Turbine/Generator Full Power
10/23/02 1600 1149 100 Turbine/Generator Full Power
10/23/02 1700 1148 100 Turbine/Generator Full Power
10/23/02 1800 1148 100 Turbine/Generator Full Power
10/23/02 1900 1148 99.9 Turbine/Generator Full Power



10/23/02 2000 1149 99.9 Turbine/Generator Full Power
10/23/02 2100 1148 99.9 Turbine/Generator Full Power
10/23/02 2200 1148 100 Turbine/Generator Full Power
10/23/02 2300 1150 100 Turbine/Generator Full Power
10/23/02 2400 1149 100 Turbine/Generator Full Power
10/24/02 0100 1150 100 Turbine/Generator Full Power
10/24/02 0200 1150 100 Turbine/Generator Full Power
10/24/02 0300 1150 100 Turbine/Generator Full Power
10/24/02 0400 1150 100 Turbine/Generator Full Power
10/24/02 0500 1151 100 Turbine/Generator Full Power
10/24/02 0600 1150 100 Turbine/Generator Full Power
10/24/02 0700 1150 100 Turbine/Generator Full Power
10/24/02 0800 1149 100 Turbine/Generator Full Power
10/24/02 0900 1149 100 Turbine/Generator Full Power
10/24/02 1000 1150 100 Turbine/Generator Full Power
10/24/02 1100 1150 100 Turbine/Generator Full Power
10/24/02 1200 1150 100 Turbine/Generator Full Power
10/24/02 1300 1150 100 Turbine/Generator Full Power
10/24/02 1400 1150 100 Turbine/Generator Full Power
10/24/02 1500 1150 100 Turbine/Generator Full Power
10/24/02 1600 1150 100 Turbine/Generator Full Power
10/24/02 1700 1150 100 Turbine/Generator Full Power
10/24/02 1800 1150 100 Turbine/Generator Full Power
10/24/02 1900 1150 100 Turbine/Generator Full Power
10/24/02 2000 1150 100 Turbine/Generator Full Power
10/24/02 2100 1150 100 Turbine/Generator Full Power
10/24/02 2200 1150 100 Turbine/Generator Full Power
10/24/02 2300 1150 100 Turbine/Generator Full Power
10/24/02 2400 1150 100 Turbine/Generator Full Power
10/25/02 0100 1151 100 Turbine/Generator Full Power
10/25/02 0200 1151 100 Turbine/Generator Full Power
10/25/02 0300 1151 100 Turbine/Generator Full Power
10/25/02 0400 1151 100 Turbine/Generator Full Power
10/25/02 0500 1151 100 Turbine/Generator Full Power
10/25/02 0600 1151 100 Turbine/Generator Full Power
10/25/02 0700 1151 100 Turbine/Generator Full Power
10/25/02 0800 1151 100 Turbine/Generator Full Power
10/25/02 0900 1151 100 Turbine/Generator Full Power
10/25/02 1000 1151 100 Turbine/Generator Full Power
10/25/02 1100 1150 100 Turbine/Generator Full Power
10/25/02 1200 1150 100 Turbine/Generator Full Power
10/25/02 1300 1151 100 Turbine/Generator Full Power
10/25/02 1400 1151 100 Turbine/Generator Full Power
10/25/02 1500 1150 100 Turbine/Generator Full Power
10/25/02 1600 1150 100 Turbine/Generator Full Power
10/25/02 1700 1150 100 Turbine/Generator Full Power
10/25/02 1800 1150 100 Turbine/Generator Full Power
10/25/02 1900 1150 100 Turbine/Generator Full Power
10/25/02 2000 1150 100 Turbine/Generator Full Power
10/25/02 2100 1150 100 Turbine/Generator Full Power
10/25/02 2200 1150 100 Turbine/Generator Full Power
10/25/02 2300 1151 100 Turbine/Generator Full Power
10/25/02 2400 1151 100 Turbine/Generator Full Power
10/26/02 0100 1151 100 Turbine/Generator Full Power
10/26/02 0200 1151 100 Turbine/Generator Full Power
10/26/02 0300 1151 100 Turbine/Generator Full Power
10/26/02 0400 1151 100 Turbine/Generator Full Power
10/26/02 0500 1151 100 Turbine/Generator Full Power



10/26/02 0600 1151 100 Turbine/Generator Full Power
10/26/02 0700 1151 100 Turbine/Generator Full Power
10/26/02 0800 1151 100 Turbine/Generator Full Power
10/26/02 0900 1151 100 Turbine/Generator Full Power
10/26/02 1000 1151 100 Turbine/Generator Full Power
10/26/02 1100 1151 100 Turbine/Generator Full Power
10/26/02 1200 1150 100 Turbine/Generator Full Power
10/26/02 1300 1150 100 Turbine/Generator Full Power
10/26/02 1400 1151 100 Turbine/Generator Full Power
10/26/02 1500 1151 100 Turbine/Generator Full Power
10/26/02 1600 1151 99.9 Turbine/Generator Full Power
10/26/02 1700 1150 99.9 Turbine/Generator Full Power
10/26/02 1800 1150 100 Turbine/Generator Full Power
10/26/02 1900 1151 100 Turbine/Generator Full Power
10/26/02 2000 1151 100 Turbine/Generator Full Power
10/26/02 2100 1151 100 Turbine/Generator Full Power
10/26/02 2200 1151 100 Turbine/Generator Full Power
10/26/02 2300 1151 100 Turbine/Generator Full Power
10/26/02 2400 1151 100 Turbine/Generator Full Power
10/27/02 0100 1151 100 Turbine/Generator Full Power
10/27/02 0200 1151 100 Turbine/Generator Full Power
10/27/02 0300 1150 100 Turbine/Generator Full Power
10/27/02 0400 1152 100 Turbine/Generator Full Power
10/27/02 0500 1152 100 Turbine/Generator Full Power
10/27/02 0600 1152 100 Turbine/Generator Full Power
10/27/02 0700 1151 100 Turbine/Generator Full Power
10/27/02 0800 1151 100 Turbine/Generator Full Power
10/27/02 0900 1151 100 Turbine/Generator Full Power
10/27/02 1000 1151 100 Turbine/Generator Full Power
10/27/02 1100 1152 100 Turbine/Generator Full Power
10/27/02 1200 1151 100 Turbine/Generator Full Power
10/27/02 1300 1151 100 Turbine/Generator Full Power
10/27/02 1400 1150 100 Turbine/Generator Full Power
10/27/02 1500 1151 99.9 Turbine/Generator Full Power
10/27/02 1600 1151 100 Turbine/Generator Full Power
10/27/02 1700 1150 100 Turbine/Generator Full Power
10/27/02 1800 1150 100 Turbine/Generator Full Power
10/27/02 1900 1150 100 Turbine/Generator Full Power
10/27/02 2000 1150 100 Turbine/Generator Full Power
10/27/02 2100 1151 100 Turbine/Generator Full Power
10/27/02 2200 1151 100 Turbine/Generator Full Power
10/27/02 2300 1151 100 Turbine/Generator Full Power
10/27/02 2400 1151 100 Turbine/Generator Full Power
10/28/02 0100 1151 100 Turbine/Generator Full Power
10/28/02 0200 1151 100 Turbine/Generator Full Power
10/28/02 0300 1151 100 Turbine/Generator Full Power
10/28/02 0400 1151 100 Turbine/Generator Full Power
10/28/02 0500 1151 100 Turbine/Generator Full Power
10/28/02 0600 1151 100 Turbine/Generator Full Power
10/28/02 0700 1151 100 Turbine/Generator Full Power
10/28/02 0800 1151 100 Turbine/Generator Full Power
10/28/02 0900 1150 100 Turbine/Generator Full Power
10/28/02 1000 1150 99.9 Turbine/Generator Full Power
10/28/02 1100 1150 99.9 11:28 Started ramp-down to 98% for STP R-7B, Moderator
10/28/02 1200 1143 99.4       Temperature Coefficient calculation. 
10/28/02 1300 1131 98.2 13:16 Completed ramp-down to 98%.
10/28/02 1400 1129 97.9 hold for STP R-7B
10/28/02 1500 1130 98 hold for STP R-7B



10/28/02 1600 1131 98.1 hold for STP R-7B
10/28/02 1700 1132 98.1 hold for STP R-7B
10/28/02 1800 1132 98.1 hold for STP R-7B
10/28/02 1900 1132 98.2 hold for STP R-7B
10/28/02 2000 1131 98.1 hold for STP R-7B
10/28/02 2100 1132 98.1 hold for STP R-7B
10/28/02 2200 1132 98.1 hold for STP R-7B
10/28/02 2300 1132 98.1 hold for STP R-7B
10/28/02 2400 1133 98.1 hold for STP R-7B
10/29/02 0100 1134 98.2 hold for STP R-7B
10/29/02 0200 1132 98.2 hold for STP R-7B
10/29/02 0300 1134 98.2 hold for STP R-7B
10/29/02 0400 1135 98.2 hold for STP R-7B
10/29/02 0500 1131 98.2 hold for STP R-7B
10/29/02 0600 1133 98.2 hold for STP R-7B
10/29/02 0700 1134 98.1 hold for STP R-7B
10/29/02 0800 1134 98.1 hold for STP R-7B
10/29/02 0900 1133 98.1 hold for STP R-7B
10/29/02 1000 1128 98 hold for STP R-7B
10/29/02 1100 1125 97.8 hold for STP R-7B
10/29/02 1200 1127 98 hold for STP R-7B
10/29/02 1300 1129 98.1 hold for STP R-7B
10/29/02 1400 1131 98 hold for STP R-7B
10/29/02 1500 1132 98.1 15:42  STP complete.  Started ramp-up to full-power.
10/29/02 1600 1134 98.3 ramp-up
10/29/02 1700 1142 99.1 ramp-up
10/29/02 1800 1150 99.9 18:00 back to full-power.
10/29/02 1900 1147 99.7 Turbine/Generator Full Power
10/29/02 2000 1147 99.6 Turbine/Generator Full Power
10/29/02 2100 1143 99.5 Turbine/Generator Full Power
10/29/02 2200 1143 99.5 Turbine/Generator Full Power
10/29/02 2300 1143 99.5 Turbine/Generator Full Power
10/29/02 2400 1144 99.4 Turbine/Generator Full Power
10/30/02 0100 1143 99.4 Turbine/Generator Full Power
10/30/02 0200 1146 99.7 Turbine/Generator Full Power
10/30/02 0300 1146 99.8 Turbine/Generator Full Power
10/30/02 0400 1147 99.8 Turbine/Generator Full Power
10/30/02 0500 1148 99.9 Turbine/Generator Full Power
10/30/02 0600 1152 100 Turbine/Generator Full Power
10/30/02 0700 1149 100 Turbine/Generator Full Power
10/30/02 0800 1149 100 Turbine/Generator Full Power
10/30/02 0900 1149 99.9 Turbine/Generator Full Power
10/30/02 1000 1149 99.9 Turbine/Generator Full Power
10/30/02 1100 1149 99.9 Turbine/Generator Full Power
10/30/02 1200 1149 99.9 Turbine/Generator Full Power
10/30/02 1300 1149 99.9 Turbine/Generator Full Power
10/30/02 1400 1147 99.8 Turbine/Generator Full Power
10/30/02 1500 1147 99.8 Turbine/Generator Full Power
10/30/02 1600 1148 99.8 Turbine/Generator Full Power
10/30/02 1700 1148 99.8 Turbine/Generator Full Power
10/30/02 1800 1148 99.9 Turbine/Generator Full Power
10/30/02 1900 1149 99.9 Turbine/Generator Full Power
10/30/02 2000 1150 100 Turbine/Generator Full Power
10/30/02 2100 1150 100 Turbine/Generator Full Power
10/30/02 2200 1149 99.9 Turbine/Generator Full Power
10/30/02 2300 1149 100 Turbine/Generator Full Power
10/30/02 2400 1148 100 Turbine/Generator Full Power
10/31/02 0100 1149 99.9 Turbine/Generator Full Power



10/31/02 0200 1148 100 Turbine/Generator Full Power
10/31/02 0300 1147 99.9 Turbine/Generator Full Power
10/31/02 0400 1148 100 Turbine/Generator Full Power
10/31/02 0500 1148 99.9 Turbine/Generator Full Power
10/31/02 0600 1149 100 Turbine/Generator Full Power
10/31/02 0700 1151 100 Turbine/Generator Full Power
10/31/02 0800 1149 100 Turbine/Generator Full Power
10/31/02 0900 1149 100 Turbine/Generator Full Power
10/31/02 1000 1149 100 Turbine/Generator Full Power
10/31/02 1100 1149 100 Turbine/Generator Full Power
10/31/02 1200 1149 100 Turbine/Generator Full Power
10/31/02 1300 1149 99.9 Turbine/Generator Full Power
10/31/02 1400 1149 100 Turbine/Generator Full Power
10/31/02 1500 1150 100 Turbine/Generator Full Power
10/31/02 1600 1149 99.9 Turbine/Generator Full Power
10/31/02 1700 1149 100 Turbine/Generator Full Power
10/31/02 1800 1150 100 Turbine/Generator Full Power
10/31/02 1900 1150 100 Turbine/Generator Full Power
10/31/02 2000 1150 100 Turbine/Generator Full Power
10/31/02 2100 1150 99.9 Turbine/Generator Full Power
10/31/02 2200 1150 100 Turbine/Generator Full Power
10/31/02 2300 1150 99.9 Turbine/Generator Full Power
10/31/02 2400 1151 99.9 Turbine/Generator Full Power
11/01/02 0100 1150 99.9 Turbine/Generator Full Power
11/01/02 0200 1149 99.9 Turbine/Generator Full Power
11/01/02 0300 1149 100 Turbine/Generator Full Power
11/01/02 0400 1149 99.9 Turbine/Generator Full Power
11/01/02 0500 1150 99.9 Turbine/Generator Full Power
11/01/02 0600 1150 100 Turbine/Generator Full Power
11/01/02 0700 1149 100 Turbine/Generator Full Power
11/01/02 0800 1149 99.9 Turbine/Generator Full Power
11/01/02 0900 1150 100 Turbine/Generator Full Power
11/01/02 1000 1149 100 Turbine/Generator Full Power
11/01/02 1100 1149 100 Turbine/Generator Full Power
11/01/02 1200 1149 100 Turbine/Generator Full Power
11/01/02 1300 1149 100 Turbine/Generator Full Power
11/01/02 1400 1150 100 Turbine/Generator Full Power
11/01/02 1500 1150 100 Turbine/Generator Full Power
11/01/02 1600 1149 100 Turbine/Generator Full Power
11/01/02 1700 1149 100 Turbine/Generator Full Power
11/01/02 1800 1149 100 Turbine/Generator Full Power
11/01/02 1900 1150 100 Turbine/Generator Full Power
11/01/02 2000 1150 100 Turbine/Generator Full Power
11/01/02 2100 1150 100 Turbine/Generator Full Power
11/01/02 2200 1150 100 Turbine/Generator Full Power
11/01/02 2300 1150 99.9 Turbine/Generator Full Power
11/01/02 2400 1150 100 Turbine/Generator Full Power
11/02/02 0100 1148 100 Turbine/Generator Full Power
11/02/02 0200 1149 99.9 Turbine/Generator Full Power
11/02/02 0300 1150 99.9 Turbine/Generator Full Power
11/02/02 0400 1150 99.9 Turbine/Generator Full Power
11/02/02 0500 1150 99.9 Turbine/Generator Full Power
11/02/02 0600 1150 100 Turbine/Generator Full Power
11/02/02 0700 1150 100 Turbine/Generator Full Power
11/02/02 0800 1150 100 Turbine/Generator Full Power
11/02/02 0900 1150 100 Turbine/Generator Full Power
11/02/02 1000 1150 100 Turbine/Generator Full Power
11/02/02 1100 1150 100 Turbine/Generator Full Power



11/02/02 1200 1150 100 Turbine/Generator Full Power
11/02/02 1300 1150 100 Turbine/Generator Full Power
11/02/02 1400 1150 100 Turbine/Generator Full Power
11/02/02 1500 1150 100 Turbine/Generator Full Power
11/02/02 1600 1150 100 Turbine/Generator Full Power
11/02/02 1700 1150 100 Turbine/Generator Full Power
11/02/02 1800 1150 100 Turbine/Generator Full Power
11/02/02 1900 1150 100 Turbine/Generator Full Power
11/02/02 2000 1150 100 Turbine/Generator Full Power
11/02/02 2100 1150 100 Turbine/Generator Full Power
11/02/02 2200 1150 100 Turbine/Generator Full Power
11/02/02 2300 1150 100 Turbine/Generator Full Power
11/02/02 2400 1150 100 Turbine/Generator Full Power
11/03/02 0100 1150 100 Turbine/Generator Full Power
11/03/02 0200 1150 100 Turbine/Generator Full Power
11/03/02 0300 1150 100 Turbine/Generator Full Power
11/03/02 0400 1150 100 Turbine/Generator Full Power
11/03/02 0500 1150 100 Turbine/Generator Full Power
11/03/02 0600 1149 100 Turbine/Generator Full Power
11/03/02 0700 1150 100 Turbine/Generator Full Power
11/03/02 0800 1150 100 Turbine/Generator Full Power
11/03/02 0900 1150 100 Turbine/Generator Full Power
11/03/02 1000 1150 100 Turbine/Generator Full Power
11/03/02 1100 1150 100 Turbine/Generator Full Power
11/03/02 1200 1150 100 Turbine/Generator Full Power
11/03/02 1300 1150 100 Turbine/Generator Full Power
11/03/02 1400 1150 100 Turbine/Generator Full Power
11/03/02 1500 1150 100 Turbine/Generator Full Power
11/03/02 1600 1150 100 Turbine/Generator Full Power
11/03/02 1700 1150 100 Turbine/Generator Full Power
11/03/02 1800 1150 100 Turbine/Generator Full Power
11/03/02 1900 1150 100 Turbine/Generator Full Power
11/03/02 2000 1150 100 Turbine/Generator Full Power
11/03/02 2100 1150 100 Turbine/Generator Full Power
11/03/02 2200 1150 100 Turbine/Generator Full Power
11/03/02 2300 1150 100 Turbine/Generator Full Power
11/03/02 2400 1150 100 Turbine/Generator Full Power
11/04/02 0100 1150 100 Turbine/Generator Full Power
11/04/02 0200 1150 100 Turbine/Generator Full Power
11/04/02 0300 1150 100 Turbine/Generator Full Power
11/04/02 0400 1149 100 Turbine/Generator Full Power
11/04/02 0500 1150 100 Turbine/Generator Full Power
11/04/02 0600 1151 100 Turbine/Generator Full Power
11/04/02 0700 1150 100 Turbine/Generator Full Power
11/04/02 0800 1150 100 Turbine/Generator Full Power
11/04/02 0900 1150 100 Turbine/Generator Full Power
11/04/02 1000 1150 99.9 Turbine/Generator Full Power
11/04/02 1100 1151 99.9 Turbine/Generator Full Power
11/04/02 1200 1151 100 Turbine/Generator Full Power
11/04/02 1300 1151 100 Turbine/Generator Full Power
11/04/02 1400 1151 100 Turbine/Generator Full Power
11/04/02 1500 1150 99.9 Turbine/Generator Full Power
11/04/02 1600 1149 100 Turbine/Generator Full Power
11/04/02 1700 1149 100 Turbine/Generator Full Power
11/04/02 1800 1150 100 Turbine/Generator Full Power
11/04/02 1900 1150 100 Turbine/Generator Full Power
11/04/02 2000 1150 100 Turbine/Generator Full Power
11/04/02 2100 1150 100 Turbine/Generator Full Power



11/04/02 2200 1150 100 Turbine/Generator Full Power
11/04/02 2300 1150 99.9 Turbine/Generator Full Power
11/04/02 2400 1150 100 Turbine/Generator Full Power
11/05/02 0100 1150 99.9 Turbine/Generator Full Power
11/05/02 0200 1149 99.9 Turbine/Generator Full Power
11/05/02 0300 1150 99.9 Turbine/Generator Full Power
11/05/02 0400 1150 100 Turbine/Generator Full Power
11/05/02 0500 1151 99.9 Turbine/Generator Full Power
11/05/02 0600 1151 100 Turbine/Generator Full Power
11/05/02 0700 1151 100 Turbine/Generator Full Power
11/05/02 0800 1152 100 Turbine/Generator Full Power
11/05/02 0900 1151 100 Turbine/Generator Full Power
11/05/02 1000 1151 100 Turbine/Generator Full Power
11/05/02 1100 1151 100 Turbine/Generator Full Power
11/05/02 1200 1151 100 Turbine/Generator Full Power
11/05/02 1300 1151 100 Turbine/Generator Full Power
11/05/02 1400 1151 100 Turbine/Generator Full Power
11/05/02 1500 1151 100 Turbine/Generator Full Power
11/05/02 1600 1151 100 Turbine/Generator Full Power
11/05/02 1700 1151 100 Turbine/Generator Full Power
11/05/02 1800 1151 100 Turbine/Generator Full Power
11/05/02 1900 1151 100 Turbine/Generator Full Power
11/05/02 2000 1151 100 Turbine/Generator Full Power
11/05/02 2100 1151 100 Turbine/Generator Full Power
11/05/02 2200 1152 100 Turbine/Generator Full Power
11/05/02 2300 1152 100 Turbine/Generator Full Power
11/05/02 2400 1152 100 Turbine/Generator Full Power
11/06/02 0100 1151 100 Turbine/Generator Full Power
11/06/02 0200 1151 100 Turbine/Generator Full Power
11/06/02 0300 1151 100 Turbine/Generator Full Power
11/06/02 0400 1151 100 Turbine/Generator Full Power
11/06/02 0500 1151 100 Turbine/Generator Full Power
11/06/02 0600 1152 100 Turbine/Generator Full Power
11/06/02 0700 1152 100 Turbine/Generator Full Power
11/06/02 0800 1151 100 Turbine/Generator Full Power
11/06/02 0900 1151 100 Turbine/Generator Full Power
11/06/02 1000 1151 100 Turbine/Generator Full Power
11/06/02 1100 1151 100 Turbine/Generator Full Power
11/06/02 1200 1151 100 Turbine/Generator Full Power
11/06/02 1300 1151 100 Turbine/Generator Full Power
11/06/02 1400 1151 100 Turbine/Generator Full Power
11/06/02 1500 1150 100 Turbine/Generator Full Power
11/06/02 1600 1150 100 Turbine/Generator Full Power
11/06/02 1700 1150 100 Turbine/Generator Full Power
11/06/02 1800 1150 100 Turbine/Generator Full Power
11/06/02 1900 1150 99.9 Turbine/Generator Full Power
11/06/02 2000 1151 99.9 Turbine/Generator Full Power
11/06/02 2100 1151 99.9 Turbine/Generator Full Power
11/06/02 2200 1151 100 Turbine/Generator Full Power
11/06/02 2300 1151 100 Turbine/Generator Full Power
11/06/02 2400 1152 100 Turbine/Generator Full Power
11/07/02 0100 1151 99.9 Turbine/Generator Full Power
11/07/02 0200 1151 100 Turbine/Generator Full Power
11/07/02 0300 1151 100 Turbine/Generator Full Power
11/07/02 0400 1151 100 Turbine/Generator Full Power
11/07/02 0500 1151 100 Turbine/Generator Full Power
11/07/02 0600 1151 100 Turbine/Generator Full Power
11/07/02 0700 1151 99.9 Turbine/Generator Full Power



11/07/02 0800 1151 99.9 Turbine/Generator Full Power
11/07/02 0900 1151 99.9 Turbine/Generator Full Power
11/07/02 1000 1151 100 Turbine/Generator Full Power
11/07/02 1100 1151 100 Turbine/Generator Full Power
11/07/02 1200 1151 100 Turbine/Generator Full Power
11/07/02 1300 1150 100.1 Turbine/Generator Full Power
11/07/02 1400 1150 100 Turbine/Generator Full Power
11/07/02 1500 1150 100 15:10 started ramp-down for high seas
11/07/02 1600 1141 90.3 ramp-down
11/07/02 1700 923 80.8 ramp-down
11/07/02 1800 799 70.1 ramp-down
11/07/02 1900 664 60.4 ramp-down
11/07/02 2000 559 52.3 ramp-down
11/07/02 2100 445 45 ramp-down
11/07/02 2200 335 36.1 ramp-down
11/07/02 2300 213 25.8 23:33 completed ramp-down to 20%
11/07/02 2400 158 20.5 holding at 20%
11/08/02 0100 157 20.1 holding at 20%
11/08/02 0200 158 20.3 holding at 20%
11/08/02 0300 159 20.3 holding at 20%
11/08/02 0400 160 20.2 holding at 20%
11/08/02 0500 160 20.3 holding at 20%
11/08/02 0600 160 20.3 06:34 Manual Turbine trip due to clogged Intake
11/08/02 0700 0 0 OFF-LINE
11/08/02 0800 0 0 OFF-LINE
11/08/02 0900 0 0 OFF-LINE
11/08/02 1000 0 0 OFF-LINE
11/08/02 1100 0 0 OFF-LINE
11/08/02 1200 0 0 OFF-LINE
11/08/02 1300 0 0 OFF-LINE
11/08/02 1400 0 0 OFF-LINE
11/08/02 1500 0 0 OFF-LINE
11/08/02 1600 0 0 OFF-LINE
11/08/02 1700 0 0 OFF-LINE
11/08/02 1800 0 0 OFF-LINE
11/08/02 1900 0 0 OFF-LINE
11/08/02 2000 0 0 OFF-LINE
11/08/02 2100 0 0 OFF-LINE
11/08/02 2200 0 0 OFF-LINE
11/08/02 2300 0 0 OFF-LINE
11/08/02 2400 0 0 OFF-LINE
11/09/02 0100 0 0 OFF-LINE
11/09/02 0200 0 0 OFF-LINE
11/09/02 0300 0 0 OFF-LINE
11/09/02 0400 0 0 OFF-LINE
11/09/02 0500 0 0 OFF-LINE
11/09/02 0600 0 0 OFF-LINE
11/09/02 0700 0 0 OFF-LINE
11/09/02 0800 0 0 OFF-LINE
11/09/02 0900 0 0 OFF-LINE
11/09/02 1000 0 0 OFF-LINE
11/09/02 1100 0 0 OFF-LINE
11/09/02 1200 0 0 OFF-LINE
11/09/02 1300 0 0 OFF-LINE
11/09/02 1400 0 0 OFF-LINE
11/09/02 1500 0 0 OFF-LINE
11/09/02 1600 0 0 OFF-LINE
11/09/02 1700 0 0 OFF-LINE



11/09/02 1800 0 0 OFF-LINE
11/09/02 1900 0 0 OFF-LINE
11/09/02 2000 0 0 OFF-LINE
11/09/02 2100 0 0 OFF-LINE
11/09/02 2200 0 0 OFF-LINE
11/09/02 2300 0 0 OFF-LINE
11/09/02 2400 0 0 OFF-LINE
11/10/02 0100 0 0 OFF-LINE
11/10/02 0200 0 0 OFF-LINE
11/10/02 0300 0 0 OFF-LINE
11/10/02 0400 0 0 OFF-LINE
11/10/02 0500 0 0 OFF-LINE
11/10/02 0600 0 0 OFF-LINE
11/10/02 0700 0 0 OFF-LINE
11/10/02 0800 0 0 OFF-LINE
11/10/02 0900 0 0 OFF-LINE   9:27 entered Mode 2
11/10/02 1000 0 0 OFF-LINE   10:06 RX Critical
11/10/02 1100 0 1.6 OFF-LINE
11/10/02 1200 0 1.7 OFF-LINE
11/10/02 1300 0 1.7 OFF-LINE
11/10/02 1400 0 1.7 OFF-LINE
11/10/02 1500 0 1.8 OFF-LINE
11/10/02 1600 0 1.7 OFF-LINE   16:16 entered Mode 1
11/10/02 1700 0 12.2 17:43 Paralleled
11/10/02 1800 69 13.3 ramp-up
11/10/02 1900 129 18.8 ramp-up
11/10/02 2000 130 18.9 ramp-up
11/10/02 2100 144 20.3 ramp-up
11/10/02 2200 216 27.4 ramp-up
11/10/02 2300 232 26.7 ramp-up
11/10/02 2400 232 27 ramp-up
11/11/02 0100 236 28 ramp-up
11/11/02 0200 232 28.1 ramp-up
11/11/02 0300 230 27.9 ramp-up
11/11/02 0400 231 27.5 ramp-up
11/11/02 0500 230 28.5 ramp-up
11/11/02 0600 315 36.3 ramp-up
11/11/02 0700 438 47.1 ramp-up
11/11/02 0800 496 50.1 ramp-up
11/11/02 0900 509 53.3 ramp-up
11/11/02 1000 617 57.1 ramp-up
11/11/02 1100 678 62.1 ramp-up
11/11/02 1200 746 67.6 ramp-up
11/11/02 1300 795 71.7 ramp-up
11/11/02 1400 855 76.1 ramp-up
11/11/02 1500 918 82.3 ramp-up
11/11/02 1600 971 86 ramp-up
11/11/02 1700 991 88.2 ramp-up
11/11/02 1800 992 88.1 ramp-up
11/11/02 1900 998 88.5 ramp-up
11/11/02 2000 1002 88.8 ramp-up
11/11/02 2100 1003 88.8 ramp-up
11/11/02 2200 1046 92.5 ramp-up
11/11/02 2300 1109 98.4 ramp-up
11/11/02 2400 1122 99.7 ramp-up
11/12/02 0100 1122 99.8 ramp-up
11/12/02 0200 1122 99.8 ramp-up
11/12/02 0300 1122 99.8 ramp-up



11/12/02 0400 1124 99.9 ramp-up
11/12/02 0500 1122 99.7 ramp-up
11/12/02 0600 1124 99.9 100% RX Power
11/12/02 0700 1125 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 0800 1121 99 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 0900 1120 99.7 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1000 1122 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1100 1122 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1200 1122 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1300 1122 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1400 1124 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1500 1124 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1600 1124 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1700 1124 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1800 1124 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 1900 1125 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 2000 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 2100 1125 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 2200 1123 99.8 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 2300 1123 99.7 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/12/02 2400 1123 99.7 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0100 1125 99.8 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0200 1126 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0300 1127 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0400 1127 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0500 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0600 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0700 1127 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0800 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 0900 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1000 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1100 1125 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1200 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1300 1125 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1400 1125 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1500 1126 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1600 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1700 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1800 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 1900 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 2000 1126 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 2100 1124 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 2200 1124 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 2300 1124 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/13/02 2400 1125 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0100 1125 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0200 1124 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0300 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0400 1127 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0500 1128 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0600 1128 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0700 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0800 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 0900 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1000 1128 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1100 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1200 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1300 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.



11/14/02 1400 1127 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1500 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1600 1127 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1700 1129 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1800 1129 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 1900 1130 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 2000 1130 100 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 2100 1130 99.9 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 2200 1130 100.1 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 2300 1130 98.2 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/14/02 2400 1143 99.4 T/G continued ramp-up.  Working on LCV-25.  AR A0568400.
11/15/02 0100 1149 100 Turbine/Generator Full Power
11/15/02 0200 1150 100 Turbine/Generator Full Power
11/15/02 0300 1151 100 Turbine/Generator Full Power
11/15/02 0400 1150 100 Turbine/Generator Full Power
11/15/02 0500 1150 100 Turbine/Generator Full Power
11/15/02 0600 1149 100 Turbine/Generator Full Power
11/15/02 0700 1149 100 Turbine/Generator Full Power
11/15/02 0800 1149 100 Turbine/Generator Full Power
11/15/02 0900 1149 100 Turbine/Generator Full Power
11/15/02 1000 1149 100 Turbine/Generator Full Power
11/15/02 1100 1149 100 Turbine/Generator Full Power
11/15/02 1200 1149 100 Turbine/Generator Full Power
11/15/02 1300 1148 100 Turbine/Generator Full Power
11/15/02 1400 1148 100 Turbine/Generator Full Power
11/15/02 1500 1148 99.9 Turbine/Generator Full Power
11/15/02 1600 1148 99.9 Turbine/Generator Full Power
11/15/02 1700 1148 99.9 Turbine/Generator Full Power
11/15/02 1800 1149 99.9 Turbine/Generator Full Power
11/15/02 1900 1149 99.9 Turbine/Generator Full Power
11/15/02 2000 1149 99.9 Turbine/Generator Full Power
11/15/02 2100 1149 99.9 Turbine/Generator Full Power
11/15/02 2200 1149 100 Turbine/Generator Full Power
11/15/02 2300 1150 100.1 Turbine/Generator Full Power
11/15/02 2400 1150 100 Turbine/Generator Full Power
11/16/02 0100 1151 100 Turbine/Generator Full Power
11/16/02 0200 1150 100 Turbine/Generator Full Power
11/16/02 0300 1151 100 Turbine/Generator Full Power
11/16/02 0400 1150 100 Turbine/Generator Full Power
11/16/02 0500 1150 100 Turbine/Generator Full Power
11/16/02 0600 1150 100 Turbine/Generator Full Power
11/16/02 0700 1150 100 Turbine/Generator Full Power
11/16/02 0800 1150 100 Turbine/Generator Full Power
11/16/02 0900 1150 100 Turbine/Generator Full Power
11/16/02 1000 1150 100 Turbine/Generator Full Power
11/16/02 1100 1150 100 Turbine/Generator Full Power
11/16/02 1200 1150 100 Turbine/Generator Full Power
11/16/02 1300 1150 100 Turbine/Generator Full Power
11/16/02 1400 1150 100 Turbine/Generator Full Power
11/16/02 1500 1150 100 Turbine/Generator Full Power
11/16/02 1600 1150 100 Turbine/Generator Full Power
11/16/02 1700 1150 100 Turbine/Generator Full Power
11/16/02 1800 1150 100 Turbine/Generator Full Power
11/16/02 1900 1150 100 Turbine/Generator Full Power
11/16/02 2000 1150 100 Turbine/Generator Full Power
11/16/02 2100 1150 100 Turbine/Generator Full Power
11/16/02 2200 1150 100 Turbine/Generator Full Power
11/16/02 2300 1151 100 Turbine/Generator Full Power



11/16/02 2400 1150 100 Turbine/Generator Full Power
11/17/02 0100 1149 100 Turbine/Generator Full Power
11/17/02 0200 1149 100 Turbine/Generator Full Power
11/17/02 0300 1149 100 Turbine/Generator Full Power
11/17/02 0400 1149 100 Turbine/Generator Full Power
11/17/02 0500 1150 100 Turbine/Generator Full Power
11/17/02 0600 1150 100 Turbine/Generator Full Power
11/17/02 0700 1149 100 Turbine/Generator Full Power
11/17/02 0800 1150 100 Turbine/Generator Full Power
11/17/02 0900 1150 100 Turbine/Generator Full Power
11/17/02 1000 1150 99.9 Turbine/Generator Full Power
11/17/02 1100 1150 100 Turbine/Generator Full Power
11/17/02 1200 1149 100 Turbine/Generator Full Power
11/17/02 1300 1149 99.9 Turbine/Generator Full Power
11/17/02 1400 1150 99.9 Turbine/Generator Full Power
11/17/02 1500 1150 100 Turbine/Generator Full Power
11/17/02 1600 1150 100 Turbine/Generator Full Power
11/17/02 1700 1149 100 Turbine/Generator Full Power
11/17/02 1800 1150 99.9 Turbine/Generator Full Power
11/17/02 1900 1149 100 Turbine/Generator Full Power
11/17/02 2000 1150 99.9 Turbine/Generator Full Power
11/17/02 2100 1150 99.9 Turbine/Generator Full Power
11/17/02 2200 1150 100 Turbine/Generator Full Power
11/17/02 2300 1150 100 Turbine/Generator Full Power
11/17/02 2400 1150 100 Turbine/Generator Full Power
11/18/02 0100 1150 100 Turbine/Generator Full Power
11/18/02 0200 1150 99.9 Turbine/Generator Full Power
11/18/02 0300 1149 100 Turbine/Generator Full Power
11/18/02 0400 1150 99.9 Turbine/Generator Full Power
11/18/02 0500 1150 100 Turbine/Generator Full Power
11/18/02 0600 1150 99.9 Turbine/Generator Full Power
11/18/02 0700 1150 99.9 Turbine/Generator Full Power
11/18/02 0800 1149 99.9 Turbine/Generator Full Power
11/18/02 0900 1149 99.9 Turbine/Generator Full Power
11/18/02 1000 1149 99.9 Turbine/Generator Full Power
11/18/02 1100 1149 100 Turbine/Generator Full Power
11/18/02 1200 1149 100 Turbine/Generator Full Power
11/18/02 1300 1149 99.9 Turbine/Generator Full Power
11/18/02 1400 1149 99.9 Turbine/Generator Full Power
11/18/02 1500 1150 99.9 Turbine/Generator Full Power
11/18/02 1600 1149 99.9 Turbine/Generator Full Power
11/18/02 1700 1149 99.9 Turbine/Generator Full Power
11/18/02 1800 1149 100 Turbine/Generator Full Power
11/18/02 1900 1149 99.9 Turbine/Generator Full Power
11/18/02 2000 1149 99.9 Turbine/Generator Full Power
11/18/02 2100 1150 99.9 Turbine/Generator Full Power
11/18/02 2200 1150 99.9 Turbine/Generator Full Power
11/18/02 2300 1151 100 Turbine/Generator Full Power
11/18/02 2400 1150 100 Turbine/Generator Full Power
11/19/02 0100 1150 99.9 Turbine/Generator Full Power
11/19/02 0200 1149 100 Turbine/Generator Full Power
11/19/02 0300 1150 99.9 Turbine/Generator Full Power
11/19/02 0400 1150 100 Turbine/Generator Full Power
11/19/02 0500 1150 100 Turbine/Generator Full Power
11/19/02 0600 1150 100 Turbine/Generator Full Power
11/19/02 0700 1150 100 Turbine/Generator Full Power
11/19/02 0800 1150 100 Turbine/Generator Full Power
11/19/02 0900 1150 100 Turbine/Generator Full Power



11/19/02 1000 1150 100 Turbine/Generator Full Power
11/19/02 1100 1150 99.9 Turbine/Generator Full Power
11/19/02 1200 1149 100 Turbine/Generator Full Power
11/19/02 1300 1149 100 Turbine/Generator Full Power
11/19/02 1400 1149 100 Turbine/Generator Full Power
11/19/02 1500 1149 99.9 Turbine/Generator Full Power
11/19/02 1600 1150 99.9 Turbine/Generator Full Power
11/19/02 1700 1150 99.9 Turbine/Generator Full Power
11/19/02 1800 1150 100 Turbine/Generator Full Power
11/19/02 1900 1150 99.9 Turbine/Generator Full Power
11/19/02 2000 1150 99.9 Turbine/Generator Full Power
11/19/02 2100 1150 99.9 Turbine/Generator Full Power
11/19/02 2200 1150 99.9 Turbine/Generator Full Power
11/19/02 2300 1150 99.9 Turbine/Generator Full Power
11/19/02 2400 1150 99.9 Turbine/Generator Full Power
11/20/02 0100 1149 99.9 Turbine/Generator Full Power
11/20/02 0200 1149 99.9 Turbine/Generator Full Power
11/20/02 0300 1149 99.8 Turbine/Generator Full Power
11/20/02 0400 1149 99.9 Turbine/Generator Full Power
11/20/02 0500 1149 99.9 Turbine/Generator Full Power
11/20/02 0600 1149 100 Turbine/Generator Full Power
11/20/02 0700 1149 100 Turbine/Generator Full Power
11/20/02 0800 1150 99.9 Turbine/Generator Full Power
11/20/02 0900 1149 99.9 Turbine/Generator Full Power
11/20/02 1000 1149 100 Turbine/Generator Full Power
11/20/02 1100 1150 99.9 Turbine/Generator Full Power
11/20/02 1200 1150 100 Turbine/Generator Full Power
11/20/02 1300 1151 99.9 Turbine/Generator Full Power
11/20/02 1400 1150 99.9 Turbine/Generator Full Power
11/20/02 1500 1151 100 Turbine/Generator Full Power
11/20/02 1600 1150 100 Turbine/Generator Full Power
11/20/02 1700 1151 100 Turbine/Generator Full Power
11/20/02 1800 1149 100 Turbine/Generator Full Power
11/20/02 1900 1150 100 Turbine/Generator Full Power
11/20/02 2000 1150 100 Turbine/Generator Full Power
11/20/02 2100 1150 99.9 Turbine/Generator Full Power
11/20/02 2200 1150 100 Turbine/Generator Full Power
11/20/02 2300 1150 99.9 Turbine/Generator Full Power
11/20/02 2400 1150 100 Turbine/Generator Full Power
11/21/02 0100 1150 100 Turbine/Generator Full Power
11/21/02 0200 1150 100 Turbine/Generator Full Power
11/21/02 0300 1150 100 Turbine/Generator Full Power
11/21/02 0400 1150 100 Turbine/Generator Full Power
11/21/02 0500 1150 100 Turbine/Generator Full Power
11/21/02 0600 1151 100 Turbine/Generator Full Power
11/21/02 0700 1151 100 Turbine/Generator Full Power
11/21/02 0800 1150 100 Turbine/Generator Full Power
11/21/02 0900 1150 100 Turbine/Generator Full Power
11/21/02 1000 1150 100 Turbine/Generator Full Power
11/21/02 1100 1150 99.9 Turbine/Generator Full Power
11/21/02 1200 1150 100 Turbine/Generator Full Power
11/21/02 1300 1150 100 Turbine/Generator Full Power
11/21/02 1400 1150 100 Turbine/Generator Full Power
11/21/02 1500 1149 100 Turbine/Generator Full Power
11/21/02 1600 1149 100 Turbine/Generator Full Power
11/21/02 1700 1150 100 Turbine/Generator Full Power
11/21/02 1800 1150 100 Turbine/Generator Full Power
11/21/02 1900 1150 100 Turbine/Generator Full Power



11/21/02 2000 1150 100 Turbine/Generator Full Power
11/21/02 2100 1150 100 Turbine/Generator Full Power
11/21/02 2200 1150 99.9 Turbine/Generator Full Power
11/21/02 2300 1150 99.9 Turbine/Generator Full Power
11/21/02 2400 1150 99.9 Turbine/Generator Full Power
11/22/02 0100 1150 100 Turbine/Generator Full Power
11/22/02 0200 1150 100 Turbine/Generator Full Power
11/22/02 0300 1150 99.9 Turbine/Generator Full Power
11/22/02 0400 1150 100 Turbine/Generator Full Power
11/22/02 0500 1150 100 Turbine/Generator Full Power
11/22/02 0600 1150 100 Turbine/Generator Full Power
11/22/02 0700 1150 100 Turbine/Generator Full Power
11/22/02 0800 1150 99 Turbine/Generator Full Power
11/22/02 0900 1150 100 Turbine/Generator Full Power
11/22/02 1000 1150 100 Turbine/Generator Full Power
11/22/02 1100 1150 100 Turbine/Generator Full Power
11/22/02 1200 1150 100 Turbine/Generator Full Power
11/22/02 1300 1150 100 Turbine/Generator Full Power
11/22/02 1400 1150 100 Turbine/Generator Full Power
11/22/02 1500 1150 100 Turbine/Generator Full Power
11/22/02 1600 1150 100 Turbine/Generator Full Power
11/22/02 1700 1150 100 Turbine/Generator Full Power
11/22/02 1800 1150 100 Turbine/Generator Full Power
11/22/02 1900 1150 100 Turbine/Generator Full Power
11/22/02 2000 1150 100 Turbine/Generator Full Power
11/22/02 2100 1150 100 Turbine/Generator Full Power
11/22/02 2200 1150 99.9 Turbine/Generator Full Power
11/22/02 2300 1150 100 Turbine/Generator Full Power
11/22/02 2400 1150 100 Turbine/Generator Full Power
11/23/02 0100 1150 100 Turbine/Generator Full Power
11/23/02 0200 1150 100 Turbine/Generator Full Power
11/23/02 0300 1150 99.9 Turbine/Generator Full Power
11/23/02 0400 1150 99.9 Turbine/Generator Full Power
11/23/02 0500 1150 100 Turbine/Generator Full Power
11/23/02 0600 1151 100 Turbine/Generator Full Power
11/23/02 0700 1151 100 Turbine/Generator Full Power
11/23/02 0800 1150 100 Turbine/Generator Full Power
11/23/02 0900 1150 100 Turbine/Generator Full Power
11/23/02 1000 1150 100 Turbine/Generator Full Power
11/23/02 1100 1150 99.9 Turbine/Generator Full Power
11/23/02 1200 1150 100 Turbine/Generator Full Power
11/23/02 1300 1150 100 Turbine/Generator Full Power
11/23/02 1400 1150 100 Turbine/Generator Full Power
11/23/02 1500 1150 100 Turbine/Generator Full Power
11/23/02 1600 1150 99.9 Turbine/Generator Full Power
11/23/02 1700 1150 100 Turbine/Generator Full Power
11/23/02 1800 1150 100 Turbine/Generator Full Power
11/23/02 1900 1150 100 Turbine/Generator Full Power
11/23/02 2000 1150 100 Turbine/Generator Full Power
11/23/02 2100 1151 100 Turbine/Generator Full Power
11/23/02 2200 1151 100 Turbine/Generator Full Power
11/23/02 2300 1151 100 Turbine/Generator Full Power
11/23/02 2400 1151 100 Turbine/Generator Full Power
11/24/02 0100 1151 100 Turbine/Generator Full Power
11/24/02 0200 1151 100 Turbine/Generator Full Power
11/24/02 0300 1150 100 Turbine/Generator Full Power
11/24/02 0400 1151 100 Turbine/Generator Full Power
11/24/02 0500 1151 100 Turbine/Generator Full Power



11/24/02 0600 1151 100 Turbine/Generator Full Power
11/24/02 0700 1150 100 Turbine/Generator Full Power
11/24/02 0800 1151 100 Turbine/Generator Full Power
11/24/02 0900 1150 100 Turbine/Generator Full Power
11/24/02 1000 1150 100 Turbine/Generator Full Power
11/24/02 1100 1150 100 Turbine/Generator Full Power
11/24/02 1200 1150 100 Turbine/Generator Full Power
11/24/02 1300 1150 100 Turbine/Generator Full Power
11/24/02 1400 1150 100 Turbine/Generator Full Power
11/24/02 1500 1150 100 Turbine/Generator Full Power
11/24/02 1600 1150 100 Turbine/Generator Full Power
11/24/02 1700 1150 100 Turbine/Generator Full Power
11/24/02 1800 1150 100 Turbine/Generator Full Power
11/24/02 1900 1150 100 Turbine/Generator Full Power
11/24/02 2000 1150 99.9 Turbine/Generator Full Power
11/24/02 2100 1150 100 Turbine/Generator Full Power
11/24/02 2200 1150 100 Turbine/Generator Full Power
11/24/02 2300 1150 99.9 Turbine/Generator Full Power
11/24/02 2400 1150 100 Turbine/Generator Full Power
11/25/02 0100 1150 100 Turbine/Generator Full Power
11/25/02 0200 1150 100 Turbine/Generator Full Power
11/25/02 0300 1150 99.9 Turbine/Generator Full Power
11/25/02 0400 1150 99.9 Turbine/Generator Full Power
11/25/02 0500 1150 100 Turbine/Generator Full Power
11/25/02 0600 1150 100 Turbine/Generator Full Power
11/25/02 0700 1151 100 Turbine/Generator Full Power
11/25/02 0800 1150 99.9 Turbine/Generator Full Power
11/25/02 0900 1150 100 Turbine/Generator Full Power
11/25/02 1000 1150 99.9 Turbine/Generator Full Power
11/25/02 1100 1150 99.9 Turbine/Generator Full Power
11/25/02 1200 1150 99.9 Turbine/Generator Full Power
11/25/02 1300 1150 100 Turbine/Generator Full Power
11/25/02 1400 1151 99.9 Turbine/Generator Full Power
11/25/02 1500 1150 99.9 Turbine/Generator Full Power
11/25/02 1600 1151 99.9 Turbine/Generator Full Power
11/25/02 1700 1151 100 Turbine/Generator Full Power
11/25/02 1800 1150 99.9 Turbine/Generator Full Power
11/25/02 1900 1150 99.9 Turbine/Generator Full Power
11/25/02 2000 1150 100 Turbine/Generator Full Power
11/25/02 2100 1151 100 Turbine/Generator Full Power
11/25/02 2200 1150 100 Turbine/Generator Full Power
11/25/02 2300 1150 100 Turbine/Generator Full Power
11/25/02 2400 1151 100 Turbine/Generator Full Power
11/26/02 0100 1151 100 Turbine/Generator Full Power
11/26/02 0200 1152 100 Turbine/Generator Full Power
11/26/02 0300 1151 100 Turbine/Generator Full Power
11/26/02 0400 1151 100 Turbine/Generator Full Power
11/26/02 0500 1150 100 Turbine/Generator Full Power
11/26/02 0600 1151 100 Turbine/Generator Full Power
11/26/02 0700 1150 100 Turbine/Generator Full Power
11/26/02 0800 1150 100 Turbine/Generator Full Power
11/26/02 0900 1150 100 Turbine/Generator Full Power
11/26/02 1000 1150 100 Turbine/Generator Full Power
11/26/02 1100 1150 99.9 Turbine/Generator Full Power
11/26/02 1200 1150 99.9 Turbine/Generator Full Power
11/26/02 1300 1150 100 Turbine/Generator Full Power
11/26/02 1400 1150 100 Turbine/Generator Full Power
11/26/02 1500 1149 100 Turbine/Generator Full Power



11/26/02 1600 1149 100 Turbine/Generator Full Power
11/26/02 1700 1148 99.9 Turbine/Generator Full Power
11/26/02 1800 1147 99.9 Turbine/Generator Full Power
11/26/02 1900 1147 99.8 Turbine/Generator Full Power
11/26/02 2000 1148 99.8 Turbine/Generator Full Power
11/26/02 2100 1149 99.9 Turbine/Generator Full Power
11/26/02 2200 1149 100 Turbine/Generator Full Power
11/26/02 2300 1149 100 Turbine/Generator Full Power
11/26/02 2400 1149 100 Turbine/Generator Full Power
11/27/02 0100 1149 99.9 Turbine/Generator Full Power
11/27/02 0200 1150 100 Turbine/Generator Full Power
11/27/02 0300 1150 99.9 Turbine/Generator Full Power
11/27/02 0400 1150 99.9 Turbine/Generator Full Power
11/27/02 0500 1150 100 Turbine/Generator Full Power
11/27/02 0600 1150 100 Turbine/Generator Full Power
11/27/02 0700 1151 99.9 Turbine/Generator Full Power
11/27/02 0800 1150 99.9 Turbine/Generator Full Power
11/27/02 0900 1150 100 Turbine/Generator Full Power
11/27/02 1000 1151 100 Turbine/Generator Full Power
11/27/02 1100 1150 100 Turbine/Generator Full Power
11/27/02 1200 1149 100 Turbine/Generator Full Power
11/27/02 1300 1148 99.9 Turbine/Generator Full Power
11/27/02 1400 1149 100 Turbine/Generator Full Power
11/27/02 1500 1149 100 Turbine/Generator Full Power
11/27/02 1600 1149 99.9 Turbine/Generator Full Power
11/27/02 1700 1149 99.9 Turbine/Generator Full Power
11/27/02 1800 1149 100 Turbine/Generator Full Power
11/27/02 1900 1149 99.9 Turbine/Generator Full Power
11/27/02 2000 1149 99.9 Turbine/Generator Full Power
11/27/02 2100 1148 99.9 Turbine/Generator Full Power
11/27/02 2200 1149 99.9 Turbine/Generator Full Power
11/27/02 2300 1149 100 Turbine/Generator Full Power
11/27/02 2400 1150 99.9 Turbine/Generator Full Power
11/28/02 0100 1150 100 Turbine/Generator Full Power
11/28/02 0200 1150 100 Turbine/Generator Full Power
11/28/02 0300 1149 99.9 Turbine/Generator Full Power
11/28/02 0400 1150 99.9 Turbine/Generator Full Power
11/28/02 0500 1150 99.9 Turbine/Generator Full Power
11/28/02 0600 1151 100 Turbine/Generator Full Power
11/28/02 0700 1151 99.9 Turbine/Generator Full Power
11/28/02 0800 1149 100 Turbine/Generator Full Power
11/28/02 0900 1149 100 Turbine/Generator Full Power
11/28/02 1000 1149 100 Turbine/Generator Full Power
11/28/02 1100 1149 100 Turbine/Generator Full Power
11/28/02 1200 1149 99.9 Turbine/Generator Full Power
11/28/02 1300 1149 100 Turbine/Generator Full Power
11/28/02 1400 1148 100 Turbine/Generator Full Power
11/28/02 1500 1148 100 Turbine/Generator Full Power
11/28/02 1600 1148 100 Turbine/Generator Full Power
11/28/02 1700 1148 100 Turbine/Generator Full Power
11/28/02 1800 1148 100 Turbine/Generator Full Power
11/28/02 1900 1147 100 Turbine/Generator Full Power
11/28/02 2000 1148 100 Turbine/Generator Full Power
11/28/02 2100 1147 100 Turbine/Generator Full Power
11/28/02 2200 1148 100 Turbine/Generator Full Power
11/28/02 2300 1147 100 Turbine/Generator Full Power
11/28/02 2400 1148 100 Turbine/Generator Full Power
11/29/02 0100 1148 99.9 Turbine/Generator Full Power



11/29/02 0200 1148 100 Turbine/Generator Full Power
11/29/02 0300 1148 100 Turbine/Generator Full Power
11/29/02 0400 1148 100 Turbine/Generator Full Power
11/29/02 0500 1149 99.9 Turbine/Generator Full Power
11/29/02 0600 1149 100 Turbine/Generator Full Power
11/29/02 0700 1149 100 Turbine/Generator Full Power
11/29/02 0800 1149 100 Turbine/Generator Full Power
11/29/02 0900 1149 100 Turbine/Generator Full Power
11/29/02 1000 1148 100 Turbine/Generator Full Power
11/29/02 1100 1147 100 Turbine/Generator Full Power
11/29/02 1200 1147 100 Turbine/Generator Full Power
11/29/02 1300 1148 100 Turbine/Generator Full Power
11/29/02 1400 1148 100 Turbine/Generator Full Power
11/29/02 1500 1148 100 Turbine/Generator Full Power
11/29/02 1600 1148 100 Turbine/Generator Full Power
11/29/02 1700 1148 100 Turbine/Generator Full Power
11/29/02 1800 1147 100 Turbine/Generator Full Power
11/29/02 1900 1148 99.9 Turbine/Generator Full Power
11/29/02 2000 1148 99.9 Turbine/Generator Full Power
11/29/02 2100 1148 99.9 Turbine/Generator Full Power
11/29/02 2200 1148 99.9 Turbine/Generator Full Power
11/29/02 2300 1148 100 Turbine/Generator Full Power
11/29/02 2400 1148 100 Turbine/Generator Full Power
11/30/02 0100 1149 100 Turbine/Generator Full Power
11/30/02 0200 1149 100 Turbine/Generator Full Power
11/30/02 0300 1149 100 Turbine/Generator Full Power
11/30/02 0400 1149 100 Turbine/Generator Full Power
11/30/02 0500 1149 100 Turbine/Generator Full Power
11/30/02 0600 1149 100 Turbine/Generator Full Power
11/30/02 0700 1149 100 Turbine/Generator Full Power
11/30/02 0800 1150 100 Turbine/Generator Full Power
11/30/02 0900 1149 100 Turbine/Generator Full Power
11/30/02 1000 1149 100 Turbine/Generator Full Power
11/30/02 1100 1149 100 Turbine/Generator Full Power
11/30/02 1200 1149 100 Turbine/Generator Full Power
11/30/02 1300 1149 100 Turbine/Generator Full Power
11/30/02 1400 1149 101.2 Turbine/Generator Full Power
11/30/02 1500 1149 101.2 Turbine/Generator Full Power
11/30/02 1600 1149 100 Turbine/Generator Full Power
11/30/02 1700 1149 100 Turbine/Generator Full Power
11/30/02 1800 1150 100 Turbine/Generator Full Power
11/30/02 1900 1150 100 Turbine/Generator Full Power
11/30/02 2000 1149 100 Turbine/Generator Full Power
11/30/02 2100 1149 100 Turbine/Generator Full Power
11/30/02 2200 1149 100 Turbine/Generator Full Power
11/30/02 2300 1149 100 Turbine/Generator Full Power
11/30/02 2400 1149 99.9 Turbine/Generator Full Power
12/01/02 0100 1149 100 Turbine/Generator Full Power
12/01/02 0200 1150 100 Turbine/Generator Full Power
12/01/02 0300 1150 100 Turbine/Generator Full Power
12/01/02 0400 1150 100 Turbine/Generator Full Power
12/01/02 0500 1150 100 Turbine/Generator Full Power
12/01/02 0600 1150 100 Turbine/Generator Full Power
12/01/02 0700 1150 100 Turbine/Generator Full Power
12/01/02 0800 1150 100 Turbine/Generator Full Power
12/01/02 0900 1150 100 Turbine/Generator Full Power
12/01/02 1000 1149 100 Turbine/Generator Full Power
12/01/02 1100 1149 100 Turbine/Generator Full Power



12/01/02 1200 1149 100 Turbine/Generator Full Power
12/01/02 1300 1149 100 Turbine/Generator Full Power
12/01/02 1400 1148 100 Turbine/Generator Full Power
12/01/02 1500 1148 100 Turbine/Generator Full Power
12/01/02 1600 1148 100 Turbine/Generator Full Power
12/01/02 1700 1148 100 Turbine/Generator Full Power
12/01/02 1800 1149 100 Turbine/Generator Full Power
12/01/02 1900 1149 100 Turbine/Generator Full Power
12/01/02 2000 1149 100 Turbine/Generator Full Power
12/01/02 2100 1149 100 Turbine/Generator Full Power
12/01/02 2200 1148 100 Turbine/Generator Full Power
12/01/02 2300 1148 100 Turbine/Generator Full Power
12/01/02 2400 114 99.9 Turbine/Generator Full Power
12/02/02 0100 1148 100 Turbine/Generator Full Power
12/02/02 0200 1148 100 Turbine/Generator Full Power
12/02/02 0300 1148 100 Turbine/Generator Full Power
12/02/02 0400 1148 100 Turbine/Generator Full Power
12/02/02 0500 1149 100 Turbine/Generator Full Power
12/02/02 0600 1149 100 Turbine/Generator Full Power
12/02/02 0700 1149 100 Turbine/Generator Full Power
12/02/02 0800 1149 100 Turbine/Generator Full Power
12/02/02 0900 1149 100 Turbine/Generator Full Power
12/02/02 1000 1149 100 Turbine/Generator Full Power
12/02/02 1100 1149 100 Turbine/Generator Full Power
12/02/02 1200 1149 100 Turbine/Generator Full Power
12/02/02 1300 1149 100 Turbine/Generator Full Power
12/02/02 1400 1150 101 Turbine/Generator Full Power
12/02/02 1500 1149 100 Turbine/Generator Full Power
12/02/02 1600 1149 100 Turbine/Generator Full Power
12/02/02 1700 1149 100 Turbine/Generator Full Power
12/02/02 1800 1149 100 Turbine/Generator Full Power
12/02/02 1900 1149 100 Turbine/Generator Full Power
12/02/02 2000 1150 100 Turbine/Generator Full Power
12/02/02 2100 1150 100 Turbine/Generator Full Power
12/02/02 2200 1150 100 Turbine/Generator Full Power
12/02/02 2300 1149 100 Turbine/Generator Full Power
12/02/02 2400 1150 100 Turbine/Generator Full Power
12/03/02 0100 1149 100 Turbine/Generator Full Power
12/03/02 0200 1150 100 Turbine/Generator Full Power
12/03/02 0300 1149 100 Turbine/Generator Full Power
12/03/02 0400 1149 100 Turbine/Generator Full Power
12/03/02 0500 1149 100 Turbine/Generator Full Power
12/03/02 0600 1149 100 Turbine/Generator Full Power
12/03/02 0700 1149 100 Turbine/Generator Full Power
12/03/02 0800 1149 99.9 Turbine/Generator Full Power
12/03/02 0900 1149 100 Turbine/Generator Full Power
12/03/02 1000 1149 100 Turbine/Generator Full Power
12/03/02 1100 1149 100 Turbine/Generator Full Power
12/03/02 1200 1149 100 Turbine/Generator Full Power
12/03/02 1300 1149 100 Turbine/Generator Full Power
12/03/02 1400 1147 100 Turbine/Generator Full Power
12/03/02 1500 1147 100 Turbine/Generator Full Power
12/03/02 1600 1147 100 Turbine/Generator Full Power
12/03/02 1700 1147 100 Turbine/Generator Full Power
12/03/02 1800 1147 100 Turbine/Generator Full Power
12/03/02 1900 1147 100 Turbine/Generator Full Power
12/03/02 2000 1147 100 Turbine/Generator Full Power
12/03/02 2100 1148 100 Turbine/Generator Full Power



12/03/02 2200 1147 100 Turbine/Generator Full Power
12/03/02 2300 1148 100 Turbine/Generator Full Power
12/03/02 2400 1148 100 Turbine/Generator Full Power
12/04/02 0100 1149 100 Turbine/Generator Full Power
12/04/02 0200 1148 100 Turbine/Generator Full Power
12/04/02 0300 1148 100 Turbine/Generator Full Power
12/04/02 0400 1149 100 Turbine/Generator Full Power
12/04/02 0500 1149 99.9 Turbine/Generator Full Power
12/04/02 0600 1147 99.9 Turbine/Generator Full Power
12/04/02 0700 1148 99.9 Turbine/Generator Full Power
12/04/02 0800 1148 99.9 Turbine/Generator Full Power
12/04/02 0900 1148 100 Turbine/Generator Full Power
12/04/02 1000 1148 100 Turbine/Generator Full Power
12/04/02 1100 1148 99.9 Turbine/Generator Full Power
12/04/02 1200 1148 99.9 Turbine/Generator Full Power
12/04/02 1300 1148 99.9 Turbine/Generator Full Power
12/04/02 1400 1147 100 Turbine/Generator Full Power
12/04/02 1500 1147 100 Turbine/Generator Full Power
12/04/02 1600 1147 100 Turbine/Generator Full Power
12/04/02 1700 1147 99.9 Turbine/Generator Full Power
12/04/02 1800 1147 100 Turbine/Generator Full Power
12/04/02 1900 1147 100 Turbine/Generator Full Power
12/04/02 2000 1146 100 Turbine/Generator Full Power
12/04/02 2100 1147 100 Turbine/Generator Full Power
12/04/02 2200 1147 100 Turbine/Generator Full Power
12/04/02 2300 1147 100 Turbine/Generator Full Power
12/04/02 2400 1147 100 Turbine/Generator Full Power
12/05/02 0100 1147 99.9 Turbine/Generator Full Power
12/05/02 0200 1147 99.9 Turbine/Generator Full Power
12/05/02 0300 1147 99.9 Turbine/Generator Full Power
12/05/02 0400 1147 99.9 Turbine/Generator Full Power
12/05/02 0500 1148 99.9 Turbine/Generator Full Power
12/05/02 0600 1148 99.9 Turbine/Generator Full Power
12/05/02 0700 1148 99.9 Turbine/Generator Full Power
12/05/02 0800 1148 99.9 Turbine/Generator Full Power
12/05/02 0900 1148 99.9 Turbine/Generator Full Power
12/05/02 1000 1148 99.9 Turbine/Generator Full Power
12/05/02 1100 1148 100 Turbine/Generator Full Power
12/05/02 1200 1148 99.9 Turbine/Generator Full Power
12/05/02 1300 1148 99.9 Turbine/Generator Full Power
12/05/02 1400 1148 100 Turbine/Generator Full Power
12/05/02 1500 1148 100 Turbine/Generator Full Power
12/05/02 1600 1148 100 Turbine/Generator Full Power
12/05/02 1700 1148 100 Turbine/Generator Full Power
12/05/02 1800 1148 100 Turbine/Generator Full Power
12/05/02 1900 1148 100 Turbine/Generator Full Power
12/05/02 2000 1148 100 Turbine/Generator Full Power
12/05/02 2100 1148 100 Turbine/Generator Full Power
12/05/02 2200 1148 100 Turbine/Generator Full Power
12/05/02 2300 1148 100 Turbine/Generator Full Power
12/05/02 2400 1148 100 Turbine/Generator Full Power
12/06/02 0100 1148 100 Turbine/Generator Full Power
12/06/02 0200 1148 100 Turbine/Generator Full Power
12/06/02 0300 1148 100 Turbine/Generator Full Power
12/06/02 0400 1149 100 Turbine/Generator Full Power
12/06/02 0500 1148 100 Turbine/Generator Full Power
12/06/02 0600 1148 100 Turbine/Generator Full Power
12/06/02 0700 1148 100 Turbine/Generator Full Power



12/06/02 0800 1148 100 Turbine/Generator Full Power
12/06/02 0900 1148 100 Turbine/Generator Full Power
12/06/02 1000 1148 100 Turbine/Generator Full Power
12/06/02 1100 1148 100 Turbine/Generator Full Power
12/06/02 1200 1147 100 Turbine/Generator Full Power
12/06/02 1300 1147 100 Turbine/Generator Full Power
12/06/02 1400 1147 100 Turbine/Generator Full Power
12/06/02 1500 1147 100 Turbine/Generator Full Power
12/06/02 1600 1147 100 Turbine/Generator Full Power
12/06/02 1700 1147 100 Turbine/Generator Full Power
12/06/02 1800 1147 100 Turbine/Generator Full Power
12/06/02 1900 1147 100 Turbine/Generator Full Power
12/06/02 2000 1147 100 Turbine/Generator Full Power
12/06/02 2100 1148 100 Turbine/Generator Full Power
12/06/02 2200 1148 100 Turbine/Generator Full Power
12/06/02 2300 1148 100 Turbine/Generator Full Power
12/06/02 2400 1149 100 Turbine/Generator Full Power
12/07/02 0100 1148 99.9 Turbine/Generator Full Power
12/07/02 0200 1148 100 Turbine/Generator Full Power
12/07/02 0300 1148 99.9 Turbine/Generator Full Power
12/07/02 0400 1148 100 Turbine/Generator Full Power
12/07/02 0500 1148 100 Turbine/Generator Full Power
12/07/02 0600 1148 100 Turbine/Generator Full Power
12/07/02 0700 1148 100 Turbine/Generator Full Power
12/07/02 0800 1148 99.9 Turbine/Generator Full Power
12/07/02 0900 1148 99.9 Turbine/Generator Full Power
12/07/02 1000 1148 99.9 Turbine/Generator Full Power
12/07/02 1100 1148 99.9 Turbine/Generator Full Power
12/07/02 1200 1148 100 Turbine/Generator Full Power
12/07/02 1300 1148 99.9 Turbine/Generator Full Power
12/07/02 1400 1148 99.9 Turbine/Generator Full Power
12/07/02 1500 1147 100 Turbine/Generator Full Power
12/07/02 1600 1147 100 Turbine/Generator Full Power
12/07/02 1700 1146 100 Turbine/Generator Full Power
12/07/02 1800 1146 100 Turbine/Generator Full Power
12/07/02 1900 1146 100 Turbine/Generator Full Power
12/07/02 2000 1146 100 Turbine/Generator Full Power
12/07/02 2100 1148 100 Turbine/Generator Full Power
12/07/02 2200 1147 99.9 Turbine/Generator Full Power
12/07/02 2300 1147 99.9 Turbine/Generator Full Power
12/07/02 2400 1147 99.9 Turbine/Generator Full Power
12/08/02 0100 1147 100 Turbine/Generator Full Power
12/08/02 0200 1147 100 Turbine/Generator Full Power
12/08/02 0300 1127 98.5 Turbine/Generator Full Power
12/08/02 0400 1105 95.9 Turbine/Generator Full Power
12/08/02 0500 1106 96 Turbine/Generator Full Power
12/08/02 0600 1126 98.3 Turbine/Generator Full Power
12/08/02 0700 1142 99.6 Turbine/Generator Full Power
12/08/02 0800 1142 99.5 Turbine/Generator Full Power
12/08/02 0900 1143 99.6 Turbine/Generator Full Power
12/08/02 1000 1143 99.6 Turbine/Generator Full Power
12/08/02 1100 1147 100.1 Turbine/Generator Full Power
12/08/02 1200 1147 100 Turbine/Generator Full Power
12/08/02 1300 1146 100 Turbine/Generator Full Power
12/08/02 1400 1145 99.9 Turbine/Generator Full Power
12/08/02 1500 1144 99.9 Turbine/Generator Full Power
12/08/02 1600 1144 99.9 Turbine/Generator Full Power
12/08/02 1700 1144 99.9 Turbine/Generator Full Power



12/08/02 1800 1144 99.9 Turbine/Generator Full Power
12/08/02 1900 1144 99.9 Turbine/Generator Full Power
12/08/02 2000 1146 100 Turbine/Generator Full Power
12/08/02 2100 1146 100 Turbine/Generator Full Power
12/08/02 2200 1146 100 Turbine/Generator Full Power
12/08/02 2300 1146 100 Turbine/Generator Full Power
12/08/02 2400 1146 100 Turbine/Generator Full Power
12/09/02 0100 1144 99.9 Turbine/Generator Full Power
12/09/02 0200 1144 99.9 Turbine/Generator Full Power
12/09/02 0300 1145 99.9 Turbine/Generator Full Power
12/09/02 0400 1145 100 Turbine/Generator Full Power
12/09/02 0500 1145 100 Turbine/Generator Full Power
12/09/02 0600 1146 100 Turbine/Generator Full Power
12/09/02 0700 1145 100 Turbine/Generator Full Power
12/09/02 0800 1145 100 Turbine/Generator Full Power
12/09/02 0900 1146 100 Turbine/Generator Full Power
12/09/02 1000 1146 100 Turbine/Generator Full Power
12/09/02 1100 1146 100 Turbine/Generator Full Power
12/09/02 1200 1146 100 Turbine/Generator Full Power
12/09/02 1300 1146 100 Turbine/Generator Full Power
12/09/02 1400 1146 100 Turbine/Generator Full Power
12/09/02 1500 1146 100 Turbine/Generator Full Power
12/09/02 1600 1146 100 Turbine/Generator Full Power
12/09/02 1700 1146 100 Turbine/Generator Full Power
12/09/02 1800 1146 100 Turbine/Generator Full Power
12/09/02 1900 1146 100 Turbine/Generator Full Power
12/09/02 2000 1146 100 Turbine/Generator Full Power
12/09/02 2100 1146 100 Turbine/Generator Full Power
12/09/02 2200 1146 100 Turbine/Generator Full Power
12/09/02 2300 1146 100 Turbine/Generator Full Power
12/09/02 2400 1146 100 Turbine/Generator Full Power
12/10/02 0100 1146 100 Turbine/Generator Full Power
12/10/02 0200 1146 99.9 Turbine/Generator Full Power
12/10/02 0300 1146 100 Turbine/Generator Full Power
12/10/02 0400 1145 100 Turbine/Generator Full Power
12/10/02 0500 1146 100 Turbine/Generator Full Power
12/10/02 0600 1146 100 Turbine/Generator Full Power
12/10/02 0700 1146 100 Turbine/Generator Full Power
12/10/02 0800 1146 100 Turbine/Generator Full Power
12/10/02 0900 1146 100 Turbine/Generator Full Power
12/10/02 1000 1146 100 Turbine/Generator Full Power
12/10/02 1100 1146 100 Turbine/Generator Full Power
12/10/02 1200 1146 100 Turbine/Generator Full Power
12/10/02 1300 1146 100 Turbine/Generator Full Power
12/10/02 1400 1146 100 Turbine/Generator Full Power
12/10/02 1500 1145 100 Turbine/Generator Full Power
12/10/02 1600 1146 100 Turbine/Generator Full Power
12/10/02 1700 1145 100 Turbine/Generator Full Power
12/10/02 1800 1146 100 Turbine/Generator Full Power
12/10/02 1900 1146 100 Turbine/Generator Full Power
12/10/02 2000 1145 100 Turbine/Generator Full Power
12/10/02 2100 1145 100 Turbine/Generator Full Power
12/10/02 2200 1146 100 Turbine/Generator Full Power
12/10/02 2300 1147 100 Turbine/Generator Full Power
12/10/02 2400 1146 99.9 Turbine/Generator Full Power
12/11/02 0100 1146 100 Turbine/Generator Full Power
12/11/02 0200 1146 100 Turbine/Generator Full Power
12/11/02 0300 1146 100 Turbine/Generator Full Power



12/11/02 0400 1148 100 Turbine/Generator Full Power
12/11/02 0500 1147 100 Turbine/Generator Full Power
12/11/02 0600 1146 100 Turbine/Generator Full Power
12/11/02 0700 1146 100 Turbine/Generator Full Power
12/11/02 0800 1145 100 Turbine/Generator Full Power
12/11/02 0900 1145 100 Turbine/Generator Full Power
12/11/02 1000 1144 100 Turbine/Generator Full Power
12/11/02 1100 1144 100 Turbine/Generator Full Power
12/11/02 1200 1144 100 Turbine/Generator Full Power
12/11/02 1300 1144 100 Turbine/Generator Full Power
12/11/02 1400 1143 99.9 Turbine/Generator Full Power
12/11/02 1500 1143 100 Turbine/Generator Full Power
12/11/02 1600 1143 100 Turbine/Generator Full Power
12/11/02 1700 1143 100 Turbine/Generator Full Power
12/11/02 1800 1143 100 Turbine/Generator Full Power
12/11/02 1900 1143 100 Turbine/Generator Full Power
12/11/02 2000 1144 99.9 Turbine/Generator Full Power
12/11/02 2100 1144 100 Turbine/Generator Full Power
12/11/02 2200 1144 99.9 Turbine/Generator Full Power
12/11/02 2300 1143 99.9 Turbine/Generator Full Power
12/11/02 2400 1144 100 Turbine/Generator Full Power
12/12/02 0100 1144 99.9 Turbine/Generator Full Power
12/12/02 0200 1144 99.9 Turbine/Generator Full Power
12/12/02 0300 1144 99.9 Turbine/Generator Full Power
12/12/02 0400 1144 99.9 Turbine/Generator Full Power
12/12/02 0500 1144 100 Turbine/Generator Full Power
12/12/02 0600 1144 99.9 Turbine/Generator Full Power
12/12/02 0700 1144 99.9 Turbine/Generator Full Power
12/12/02 0800 1144 99.9 Turbine/Generator Full Power
12/12/02 0900 1144 99.9 Turbine/Generator Full Power
12/12/02 1000 1144 100 Turbine/Generator Full Power
12/12/02 1100 1144 100 Turbine/Generator Full Power
12/12/02 1200 1143 100 Turbine/Generator Full Power
12/12/02 1300 1143 100 Turbine/Generator Full Power
12/12/02 1400 1143 100 Turbine/Generator Full Power
12/12/02 1500 1144 100 Turbine/Generator Full Power
12/12/02 1600 1144 100 Turbine/Generator Full Power
12/12/02 1700 1143 100 Turbine/Generator Full Power
12/12/02 1800 1144 100 Turbine/Generator Full Power
12/12/02 1900 1144 100 Turbine/Generator Full Power
12/12/02 2000 1144 99.9 Turbine/Generator Full Power
12/12/02 2100 1143 100 Turbine/Generator Full Power
12/12/02 2200 1143 99.9 Turbine/Generator Full Power
12/12/02 2300 1145 99.9 Turbine/Generator Full Power
12/12/02 2400 1144 100 Turbine/Generator Full Power
12/13/02 0100 1144 100 Turbine/Generator Full Power
12/13/02 0200 1145 100 Turbine/Generator Full Power
12/13/02 0300 1145 99.9 Turbine/Generator Full Power
12/13/02 0400 1144 99.9 Turbine/Generator Full Power
12/13/02 0500 1144 100 Turbine/Generator Full Power
12/13/02 0600 1144 100 Turbine/Generator Full Power
12/13/02 0700 1144 100 Turbine/Generator Full Power
12/13/02 0800 1144 99.9 Turbine/Generator Full Power
12/13/02 0900 1143 99.9 Turbine/Generator Full Power
12/13/02 1000 1143 99.9 Turbine/Generator Full Power
12/13/02 1100 1143 99.9 Turbine/Generator Full Power
12/13/02 1200 1143 99.9 Turbine/Generator Full Power
12/13/02 1300 1143 99.9 Turbine/Generator Full Power



12/13/02 1400 1143 99.9 Turbine/Generator Full Power
12/13/02 1500 1142 99.9 Turbine/Generator Full Power
12/13/02 1600 1143 99.9 Turbine/Generator Full Power
12/13/02 1700 1142 99.9 Turbine/Generator Full Power
12/13/02 1800 1143 99.9 Turbine/Generator Full Power
12/13/02 1900 1143 99.9 Turbine/Generator Full Power
12/13/02 2000 1143 99.9 Turbine/Generator Full Power
12/13/02 2100 1143 99.9 Turbine/Generator Full Power
12/13/02 2200 1143 99.9 Turbine/Generator Full Power
12/13/02 2300 1143 99.9 Turbine/Generator Full Power
12/13/02 2400 1143 99.9 Turbine/Generator Full Power
12/14/02 0100 1144 99.9 Turbine/Generator Full Power
12/14/02 0200 1144 99.9 Turbine/Generator Full Power
12/14/02 0300 1144 99.9 Turbine/Generator Full Power
12/14/02 0400 1144 99.9 Turbine/Generator Full Power
12/14/02 0500 1144 99.9 Turbine/Generator Full Power
12/14/02 0600 1144 99.9 Turbine/Generator Full Power
12/14/02 0700 1143 99.9 Turbine/Generator Full Power
12/14/02 0800 1144 99.9 Turbine/Generator Full Power
12/14/02 0900 1144 99.9 Turbine/Generator Full Power
12/14/02 1000 1145 100 Turbine/Generator Full Power
12/14/02 1100 1145 100 Turbine/Generator Full Power
12/14/02 1200 1145 100 Turbine/Generator Full Power
12/14/02 1300 1145 99.9 Turbine/Generator Full Power
12/14/02 1400 1144 100 Turbine/Generator Full Power
12/14/02 1500 1144 100 Turbine/Generator Full Power
12/14/02 1600 1145 100 Turbine/Generator Full Power
12/14/02 1700 1144 99.9 Turbine/Generator Full Power
12/14/02 1800 1145 99.9 Turbine/Generator Full Power
12/14/02 1900 1145 100 Turbine/Generator Full Power
12/14/02 2000 1145 99.9 Turbine/Generator Full Power
12/14/02 2100 1145 100 Turbine/Generator Full Power
12/14/02 2200 1145 100 Turbine/Generator Full Power
12/14/02 2300 1143 100 Turbine/Generator Full Power
12/14/02 2400 1144 99.9 Turbine/Generator Full Power
12/15/02 0100 1144 100 Turbine/Generator Full Power
12/15/02 0200 1143 100 Turbine/Generator Full Power
12/15/02 0300 1144 100 Turbine/Generator Full Power
12/15/02 0400 1144 100 Turbine/Generator Full Power
12/15/02 0500 1143 100 Turbine/Generator Full Power
12/15/02 0600 1144 100 Turbine/Generator Full Power
12/15/02 0700 1144 100 Turbine/Generator Full Power
12/15/02 0800 1144 100 Turbine/Generator Full Power
12/15/02 0900 1144 100 Turbine/Generator Full Power
12/15/02 1000 1144 100 Turbine/Generator Full Power
12/15/02 1100 1143 100 Turbine/Generator Full Power
12/15/02 1200 1143 100 Turbine/Generator Full Power
12/15/02 1300 1143 100 Turbine/Generator Full Power
12/15/02 1400 1143 100 Turbine/Generator Full Power
12/15/02 1500 1143 100 Turbine/Generator Full Power
12/15/02 1600 1143 99.9 Turbine/Generator Full Power
12/15/02 1700 1143 100 Turbine/Generator Full Power
12/15/02 1800 1144 100 Turbine/Generator Full Power
12/15/02 1900 1144 100 Turbine/Generator Full Power
12/15/02 2000 1144 100 Turbine/Generator Full Power
12/15/02 2100 1144 100 Turbine/Generator Full Power
12/15/02 2200 1145 100 Turbine/Generator Full Power
12/15/02 2300 1144 100 Turbine/Generator Full Power



12/15/02 2400 1144 100 Turbine/Generator Full Power
12/16/02 0100 1144 100 Turbine/Generator Full Power
12/16/02 0200 1145 100 Turbine/Generator Full Power
12/16/02 0300 1144 100 Turbine/Generator Full Power
12/16/02 0400 1144 100 Turbine/Generator Full Power
12/16/02 0500 1145 100 Turbine/Generator Full Power
12/16/02 0600 1145 100 Turbine/Generator Full Power
12/16/02 0700 1145 100 Turbine/Generator Full Power
12/16/02 0800 1144 99.9 Turbine/Generator Full Power
12/16/02 0900 1145 100 Turbine/Generator Full Power
12/16/02 1000 1145 100 Turbine/Generator Full Power
12/16/02 1100 1143 100 Turbine/Generator Full Power
12/16/02 1200 1142 99.9 12:21 Ramp-down to 15% RX power for high storm seas.
12/16/02 1300 786 68.9 Ramp-down.
12/16/02 1400 587 54.4 Ramp-down.
12/16/02 1500 455 45.7 Ramp-down.
12/16/02 1600 355 36.2 Ramp-down.
12/16/02 1700 221 25.9 Ramp-down.
12/16/02 1800 217 25.8 Ramp-down.
12/16/02 1900 217 26 Ramp-down.
12/16/02 2000 199 24.6 20:16 completed ramp-down to 24% RX power.
12/16/02 2100 191 23.9 Holding at 24% RX power.
12/16/02 2200 191 23.9 Holding at 24% RX power.
12/16/02 2300 191 23.9 Holding at 24% RX power.
12/16/02 2400 191 24 Holding at 24% RX power.
12/17/02 0100 279 31.6 00:14 started ramp-up to full-power
12/17/02 0200 458 46.2 01:59 ramp-up hold due to exceeding Reactor QPTR limits (Quadrant Power Tilt R
12/17/02 0300 459 46.3 Holding due to QPTR limit situation.
12/17/02 0400 459 46.3 Holding due to QPTR limit situation.
12/17/02 0500 461 46.4 Holding due to QPTR limit situation.
12/17/02 0600 462 46.4 Holding due to QPTR limit situation.
12/17/02 0700 460 46.2 Holding due to QPTR limit situation.
12/17/02 0800 462 46.5 Holding due to QPTR limit situation.
12/17/02 0900 484 46.4 09:08 continued ramp-up to full-power
12/17/02 1000 595 54.6 Ramp-up
12/17/02 1100 709 62.7 11:18 ramp-up hold due to Condenser fouling.
12/17/02 1200 753 67.4 12:03 continued ramp-up to 50% power.
12/17/02 1300 620 57.4 13:44 ramp-up stopped at 50% power to clean Water Boxes.
12/17/02 1400 515 51.5 Holding at 50% for Condenser Water Box cleaning.
12/17/02 1500 515 51.2 Holding at 50% for Condenser Water Box cleaning.
12/17/02 1600 515 51.3 Holding at 50% for Condenser Water Box cleaning.
12/17/02 1700 516 51.2 Holding at 50% for Condenser Water Box cleaning.
12/17/02 1800 515 51.2 Holding at 50% for Condenser Water Box cleaning.
12/17/02 1900 515 51 Holding at 50% for Condenser Water Box cleaning.
12/17/02 2000 515 51 Holding at 50% for Condenser Water Box cleaning.
12/17/02 2100 521 51.6 Holding at 50% for Condenser Water Box cleaning.
12/17/02 2200 522 51.6 Holding at 50% for Condenser Water Box cleaning.
12/17/02 2300 522 51.5 Holding at 50% for Condenser Water Box cleaning.
12/17/02 2400 520 51.5 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0100 522 51.6 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0200 559 51.8 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0300 559 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0400 532 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0500 532 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0600 531 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0700 531 51.6 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0800 532 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 0900 531 51.7 Holding at 50% for Condenser Water Box cleaning.



12/18/02 1000 532 51.8 Holding at 50% for Condenser Water Box cleaning.
12/18/02 1100 532 51.8 Holding at 50% for Condenser Water Box cleaning.
12/18/02 1200 532 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 1300 531 51.8 Holding at 50% for Condenser Water Box cleaning.
12/18/02 1400 531 51.7 Holding at 50% for Condenser Water Box cleaning.
12/18/02 1500 559 51.6 15:00 started ramp-up to full-power after Condenser cleaning.
12/18/02 1600 656 59.1 Ramping up to full-power.
12/18/02 1700 773 68.5 Ramping up to full-power.
12/18/02 1800 897 78.3 Ramping up to full-power.
12/18/02 1900 1013 87.9 Ramping up to full-power.
12/18/02 2000 1085 93.5 Ramping up to full-power.
12/18/02 2100 1101 95.3 Ramping up to full-power.
12/18/02 2200 1102 95.6 Ramping up to full-power.
12/18/02 2300 1098 95.2 Ramping up to full-power.
12/18/02 2400 1101 95.5 Ramping up to full-power.
12/19/02 0100 1104 95.8 Ramping up to full-power.
12/19/02 0200 1138 99.2 Ramping up to full-power.
12/19/02 0300 1147 99.9 Turbine/Generator Full Power
12/19/02 0400 1143 99.7 Turbine/Generator Full Power
12/19/02 0500 1146 99.8 Turbine/Generator Full Power
12/19/02 0600 1146 100 Turbine/Generator Full Power
12/19/02 0700 1147 100 Turbine/Generator Full Power
12/19/02 0800 1147 99.9 Turbine/Generator Full Power
12/19/02 0900 1148 100 Turbine/Generator Full Power
12/19/02 1000 1147 99.9 Turbine/Generator Full Power
12/19/02 1100 1148 100 Turbine/Generator Full Power
12/19/02 1200 1148 100 Turbine/Generator Full Power
12/19/02 1300 1149 100 Turbine/Generator Full Power
12/19/02 1400 1147 99.9 Turbine/Generator Full Power
12/19/02 1500 1148 100 Turbine/Generator Full Power
12/19/02 1600 1147 100 Turbine/Generator Full Power
12/19/02 1700 1147 99.9 Turbine/Generator Full Power
12/19/02 1800 1147 99.9 Turbine/Generator Full Power
12/19/02 1900 1146 100 Turbine/Generator Full Power
12/19/02 2000 1145 99.9 Turbine/Generator Full Power
12/19/02 2100 1146 99.9 Turbine/Generator Full Power
12/19/02 2200 1147 100 Turbine/Generator Full Power
12/19/02 2300 1148 100 Turbine/Generator Full Power
12/19/02 2400 1147 100 Turbine/Generator Full Power
12/20/02 0100 1147 99.9 Turbine/Generator Full Power
12/20/02 0200 1147 100 Turbine/Generator Full Power
12/20/02 0300 1147 100 Turbine/Generator Full Power
12/20/02 0400 1147 100 Turbine/Generator Full Power
12/20/02 0500 1148 99.9 Turbine/Generator Full Power
12/20/02 0600 1148 99.9 Turbine/Generator Full Power
12/20/02 0700 1148 100 Turbine/Generator Full Power
12/20/02 0800 1148 100 Turbine/Generator Full Power
12/20/02 0900 1148 100 Turbine/Generator Full Power
12/20/02 1000 1147 100 Turbine/Generator Full Power
12/20/02 1100 1147 100 Turbine/Generator Full Power
12/20/02 1200 1147 100 Turbine/Generator Full Power
12/20/02 1300 1147 100 Turbine/Generator Full Power
12/20/02 1400 1147 100 Turbine/Generator Full Power
12/20/02 1500 1147 99.9 Turbine/Generator Full Power
12/20/02 1600 1146 99.9 Turbine/Generator Full Power
12/20/02 1700 1146 100 Turbine/Generator Full Power
12/20/02 1800 1146 100 Turbine/Generator Full Power
12/20/02 1900 1146 99.9 Turbine/Generator Full Power



12/20/02 2000 1146 100 Turbine/Generator Full Power
12/20/02 2100 1146 100 Turbine/Generator Full Power
12/20/02 2200 1146 99.9 Turbine/Generator Full Power
12/20/02 2300 1146 99.9 Turbine/Generator Full Power
12/20/02 2400 1146 100 Turbine/Generator Full Power
12/21/02 0100 1147 100 Turbine/Generator Full Power
12/21/02 0200 1147 100 Turbine/Generator Full Power
12/21/02 0300 1147 100 Turbine/Generator Full Power
12/21/02 0400 1147 100 Turbine/Generator Full Power
12/21/02 0500 1147 100 Turbine/Generator Full Power
12/21/02 0600 1147 100 Turbine/Generator Full Power
12/21/02 0700 1147 100 Turbine/Generator Full Power
12/21/02 0800 1147 100 Turbine/Generator Full Power
12/21/02 0900 1147 100 Turbine/Generator Full Power
12/21/02 1000 1147 100 Turbine/Generator Full Power
12/21/02 1100 1146 99.9 Turbine/Generator Full Power
12/21/02 1200 1147 100 Turbine/Generator Full Power
12/21/02 1300 1147 100 Turbine/Generator Full Power
12/21/02 1400 1148 100 Turbine/Generator Full Power
12/21/02 1500 1147 100 Turbine/Generator Full Power
12/21/02 1600 1146 100 Turbine/Generator Full Power
12/21/02 1700 1147 100 Turbine/Generator Full Power
12/21/02 1800 1147 100 Turbine/Generator Full Power
12/21/02 1900 1148 100 Turbine/Generator Full Power
12/21/02 2000 1148 100 Turbine/Generator Full Power
12/21/02 2100 1148 100 Turbine/Generator Full Power
12/21/02 2200 1148 100 Turbine/Generator Full Power
12/21/02 2300 1148 100 Turbine/Generator Full Power
12/21/02 2400 1148 100 Turbine/Generator Full Power
12/22/02 0100 1148 100 Turbine/Generator Full Power
12/22/02 0200 1148 100 Turbine/Generator Full Power
12/22/02 0300 1148 99.9 Turbine/Generator Full Power
12/22/02 0400 1148 100 Turbine/Generator Full Power
12/22/02 0500 1148 100 Turbine/Generator Full Power
12/22/02 0600 1148 100 Turbine/Generator Full Power
12/22/02 0700 1148 100 Turbine/Generator Full Power
12/22/02 0800 1148 100 Turbine/Generator Full Power
12/22/02 0900 1149 100 Turbine/Generator Full Power
12/22/02 1000 1150 100 Turbine/Generator Full Power
12/22/02 1100 1150 100 Turbine/Generator Full Power
12/22/02 1200 1149 100 Turbine/Generator Full Power
12/22/02 1300 1148 100 Turbine/Generator Full Power
12/22/02 1400 1148 100 Turbine/Generator Full Power
12/22/02 1500 1148 100 Turbine/Generator Full Power
12/22/02 1600 1147 100 Turbine/Generator Full Power
12/22/02 1700 1148 100 Turbine/Generator Full Power
12/22/02 1800 1148 100 Turbine/Generator Full Power
12/22/02 1900 1148 99.9 Turbine/Generator Full Power
12/22/02 2000 1148 99.9 Turbine/Generator Full Power
12/22/02 2100 1148 99.9 Turbine/Generator Full Power
12/22/02 2200 1148 99.9 Turbine/Generator Full Power
12/22/02 2300 1148 100 Turbine/Generator Full Power
12/22/02 2400 1148 100 Turbine/Generator Full Power
12/23/02 0100 1148 100 Turbine/Generator Full Power
12/23/02 0200 1148 100 Turbine/Generator Full Power
12/23/02 0300 1148 100 Turbine/Generator Full Power
12/23/02 0400 1148 100 Turbine/Generator Full Power
12/23/02 0500 1148 100 Turbine/Generator Full Power



12/23/02 0600 1149 100 Turbine/Generator Full Power
12/23/02 0700 1149 100 Turbine/Generator Full Power
12/23/02 0800 1149 100 Turbine/Generator Full Power
12/23/02 0900 1149 100 Turbine/Generator Full Power
12/23/02 1000 1149 100 Turbine/Generator Full Power
12/23/02 1100 1149 100 Turbine/Generator Full Power
12/23/02 1200 1149 100 Turbine/Generator Full Power
12/23/02 1300 1149 100.1 Turbine/Generator Full Power
12/23/02 1400 1149 100 Turbine/Generator Full Power
12/23/02 1500 1148 100 Turbine/Generator Full Power
12/23/02 1600 1148 100 Turbine/Generator Full Power
12/23/02 1700 1148 99.9 Turbine/Generator Full Power
12/23/02 1800 1148 99.9 Turbine/Generator Full Power
12/23/02 1900 1148 100 Turbine/Generator Full Power
12/23/02 2000 1148 100 Turbine/Generator Full Power
12/23/02 2100 1148 99.9 Turbine/Generator Full Power
12/23/02 2200 1149 100 Turbine/Generator Full Power
12/23/02 2300 1148 100 Turbine/Generator Full Power
12/23/02 2400 1148 100 Turbine/Generator Full Power
12/24/02 0100 1148 100 Turbine/Generator Full Power
12/24/02 0200 1148 99.9 Turbine/Generator Full Power
12/24/02 0300 1148 99.9 Turbine/Generator Full Power
12/24/02 0400 1150 100 Turbine/Generator Full Power
12/24/02 0500 1149 100 Turbine/Generator Full Power
12/24/02 0600 1148 100 Turbine/Generator Full Power
12/24/02 0700 1148 99.9 Turbine/Generator Full Power
12/24/02 0800 1148 99.9 Turbine/Generator Full Power
12/24/02 0900 1148 100 Turbine/Generator Full Power
12/24/02 1000 1149 100 Turbine/Generator Full Power
12/24/02 1100 1148 100 Turbine/Generator Full Power
12/24/02 1200 1148 100 Turbine/Generator Full Power
12/24/02 1300 1148 100 Turbine/Generator Full Power
12/24/02 1400 1148 100 Turbine/Generator Full Power
12/24/02 1500 1148 100 Turbine/Generator Full Power
12/24/02 1600 1148 99.9 Turbine/Generator Full Power
12/24/02 1700 1148 99.9 Turbine/Generator Full Power
12/24/02 1800 1148 99.9 Turbine/Generator Full Power
12/24/02 1900 1148 99.9 Turbine/Generator Full Power
12/24/02 2000 1149 100 Turbine/Generator Full Power
12/24/02 2100 1149 100 Turbine/Generator Full Power
12/24/02 2200 1149 100 Turbine/Generator Full Power
12/24/02 2300 1149 100 Turbine/Generator Full Power
12/24/02 2400 1148 100 Turbine/Generator Full Power
12/25/02 0100 1149 100 Turbine/Generator Full Power
12/25/02 0200 1149 99.9 Turbine/Generator Full Power
12/25/02 0300 1149 99.9 Turbine/Generator Full Power
12/25/02 0400 1149 100 Turbine/Generator Full Power
12/25/02 0500 1149 100 Turbine/Generator Full Power
12/25/02 0600 1149 100 Turbine/Generator Full Power
12/25/02 0700 1149 100 Turbine/Generator Full Power
12/25/02 0800 1149 100 Turbine/Generator Full Power
12/25/02 0900 1148 99.9 Turbine/Generator Full Power
12/25/02 1000 1149 100 Turbine/Generator Full Power
12/25/02 1100 1148 100 Turbine/Generator Full Power
12/25/02 1200 1149 99.9 Turbine/Generator Full Power
12/25/02 1300 1149 99.9 Turbine/Generator Full Power
12/25/02 1400 1149 100 Turbine/Generator Full Power
12/25/02 1500 1149 100 Turbine/Generator Full Power



12/25/02 1600 1148 99.9 Turbine/Generator Full Power
12/25/02 1700 1148 99.9 Turbine/Generator Full Power
12/25/02 1800 1148 100 Turbine/Generator Full Power
12/25/02 1900 1148 100 Turbine/Generator Full Power
12/25/02 2000 1148 99.9 Turbine/Generator Full Power
12/25/02 2100 1148 99.9 Turbine/Generator Full Power
12/25/02 2200 1148 99.9 Turbine/Generator Full Power
12/25/02 2300 1148 100 Turbine/Generator Full Power
12/25/02 2400 1148 100 Turbine/Generator Full Power
12/26/02 0100 1148 99.9 Turbine/Generator Full Power
12/26/02 0200 1148 99.9 Turbine/Generator Full Power
12/26/02 0300 1148 100 Turbine/Generator Full Power
12/26/02 0400 1148 99.9 Turbine/Generator Full Power
12/26/02 0500 1148 100 Turbine/Generator Full Power
12/26/02 0600 1148 99.9 Turbine/Generator Full Power
12/26/02 0700 1148 100 Turbine/Generator Full Power
12/26/02 0800 1148 100 Turbine/Generator Full Power
12/26/02 0900 1148 99.9 Turbine/Generator Full Power
12/26/02 1000 1148 100 Turbine/Generator Full Power
12/26/02 1100 1148 100 Turbine/Generator Full Power
12/26/02 1200 1148 100 Turbine/Generator Full Power
12/26/02 1300 1148 100 Turbine/Generator Full Power
12/26/02 1400 1148 99.9 Turbine/Generator Full Power
12/26/02 1500 1148 100 Turbine/Generator Full Power
12/26/02 1600 1148 100 Turbine/Generator Full Power
12/26/02 1700 1148 100 Turbine/Generator Full Power
12/26/02 1800 1148 100 Turbine/Generator Full Power
12/26/02 1900 1149 99.9 Turbine/Generator Full Power
12/26/02 2000 1148 100 Turbine/Generator Full Power
12/26/02 2100 1149 100 Turbine/Generator Full Power
12/26/02 2200 1149 100 Turbine/Generator Full Power
12/26/02 2300 1148 100 Turbine/Generator Full Power
12/26/02 2400 1148 100 Turbine/Generator Full Power
12/27/02 0100 1148 100 Turbine/Generator Full Power
12/27/02 0200 1148 100 Turbine/Generator Full Power
12/27/02 0300 1148 100 Turbine/Generator Full Power
12/27/02 0400 1148 100 Turbine/Generator Full Power
12/27/02 0500 1148 100 Turbine/Generator Full Power
12/27/02 0600 1148 99.9 Turbine/Generator Full Power
12/27/02 0700 1148 99.9 Turbine/Generator Full Power
12/27/02 0800 1148 99.9 Turbine/Generator Full Power
12/27/02 0900 1148 100 Turbine/Generator Full Power
12/27/02 1000 1148 100 Turbine/Generator Full Power
12/27/02 1100 1148 100 Turbine/Generator Full Power
12/27/02 1200 1148 100 Turbine/Generator Full Power
12/27/02 1300 1148 99.9 Turbine/Generator Full Power
12/27/02 1400 1148 100 Turbine/Generator Full Power
12/27/02 1500 1148 100 Turbine/Generator Full Power
12/27/02 1600 1148 100 Turbine/Generator Full Power
12/27/02 1700 1147 100 Turbine/Generator Full Power
12/27/02 1800 1147 100 Turbine/Generator Full Power
12/27/02 1900 1147 100 Turbine/Generator Full Power
12/27/02 2000 1148 100 Turbine/Generator Full Power
12/27/02 2100 1148 100 Turbine/Generator Full Power
12/27/02 2200 1148 100 Turbine/Generator Full Power
12/27/02 2300 1148 100 Turbine/Generator Full Power
12/27/02 2400 1149 100 Turbine/Generator Full Power
12/28/02 0100 1149 100 Turbine/Generator Full Power



12/28/02 0200 1149 100 Turbine/Generator Full Power
12/28/02 0300 1148 100 Turbine/Generator Full Power
12/28/02 0400 1148 100 Turbine/Generator Full Power
12/28/02 0500 1149 100 Turbine/Generator Full Power
12/28/02 0600 1148 100 Turbine/Generator Full Power
12/28/02 0700 1148 100 Turbine/Generator Full Power
12/28/02 0800 1147 100 Turbine/Generator Full Power
12/28/02 0900 1148 100 Turbine/Generator Full Power
12/28/02 1000 1148 100 Turbine/Generator Full Power
12/28/02 1100 1149 100 Turbine/Generator Full Power
12/28/02 1200 1148 100 Turbine/Generator Full Power
12/28/02 1300 1148 99.9 Turbine/Generator Full Power
12/28/02 1400 1148 100 Turbine/Generator Full Power
12/28/02 1500 1149 100 Turbine/Generator Full Power
12/28/02 1600 1149 100 Turbine/Generator Full Power
12/28/02 1700 1148 99.9 Turbine/Generator Full Power
12/28/02 1800 1147 99.9 Turbine/Generator Full Power
12/28/02 1900 1147 100 Turbine/Generator Full Power
12/28/02 2000 1147 100 Turbine/Generator Full Power
12/28/02 2100 1147 100 Turbine/Generator Full Power
12/28/02 2200 1147 100 Turbine/Generator Full Power
12/28/02 2300 1147 100 Turbine/Generator Full Power
12/28/02 2400 1148 99.9 Turbine/Generator Full Power
12/29/02 0100 1148 99.9 Turbine/Generator Full Power
12/29/02 0200 1148 100 Turbine/Generator Full Power
12/29/02 0300 1148 100 Turbine/Generator Full Power
12/29/02 0400 1147 99.9 Turbine/Generator Full Power
12/29/02 0500 1148 100 Turbine/Generator Full Power
12/29/02 0600 1148 99.9 Turbine/Generator Full Power
12/29/02 0700 1148 100 Turbine/Generator Full Power
12/29/02 0800 1148 100 Turbine/Generator Full Power
12/29/02 0900 1148 100 Turbine/Generator Full Power
12/29/02 1000 1148 100 Turbine/Generator Full Power
12/29/02 1100 1148 100 Turbine/Generator Full Power
12/29/02 1200 1148 100 Turbine/Generator Full Power
12/29/02 1300 1148 99.9 Turbine/Generator Full Power
12/29/02 1400 1148 99.9 Turbine/Generator Full Power
12/29/02 1500 1148 100 Turbine/Generator Full Power
12/29/02 1600 1148 100 Turbine/Generator Full Power
12/29/02 1700 1148 100 Turbine/Generator Full Power
12/29/02 1800 1148 99.9 Turbine/Generator Full Power
12/29/02 1900 1148 99.9 Turbine/Generator Full Power
12/29/02 2000 1148 99.9 Turbine/Generator Full Power
12/29/02 2100 1148 100 Turbine/Generator Full Power
12/29/02 2200 1148 99.9 Turbine/Generator Full Power
12/29/02 2300 1148 99.9 Turbine/Generator Full Power
12/29/02 2400 1148 99.9 Turbine/Generator Full Power
12/30/02 0100 1148 100 Turbine/Generator Full Power
12/30/02 0200 1148 99.9 Turbine/Generator Full Power
12/30/02 0300 1148 99.9 Turbine/Generator Full Power
12/30/02 0400 1149 100 Turbine/Generator Full Power
12/30/02 0500 1149 100 Turbine/Generator Full Power
12/30/02 0600 1149 100 Turbine/Generator Full Power
12/30/02 0700 1148 100 Turbine/Generator Full Power
12/30/02 0800 1148 100 Turbine/Generator Full Power
12/30/02 0900 1149 100 Turbine/Generator Full Power
12/30/02 1000 1150 99.8 Turbine/Generator Full Power
12/30/02 1100 1150 99.9 Turbine/Generator Full Power



12/30/02 1200 1150 99.9 Turbine/Generator Full Power
12/30/02 1300 1151 99.9 Turbine/Generator Full Power
12/30/02 1400 1152 99.9 Turbine/Generator Full Power
12/30/02 1500 1151 100 Turbine/Generator Full Power
12/30/02 1600 1151 100 Turbine/Generator Full Power
12/30/02 1700 1152 100 Turbine/Generator Full Power
12/30/02 1800 1151 100 Turbine/Generator Full Power
12/30/02 1900 1152 100 Turbine/Generator Full Power
12/30/02 2000 1152 100 Turbine/Generator Full Power
12/30/02 2100 1152 100 Turbine/Generator Full Power
12/30/02 2200 1152 100 Turbine/Generator Full Power
12/30/02 2300 1152 100 Turbine/Generator Full Power
12/30/02 2400 1152 100 Turbine/Generator Full Power
12/31/02 0100 1152 100 Turbine/Generator Full Power
12/31/02 0200 1151 100.8 Turbine/Generator Full Power
12/31/02 0300 1151 100.8 Turbine/Generator Full Power
12/31/02 0400 1151 100.8 Turbine/Generator Full Power
12/31/02 0500 1151 100.8 Turbine/Generator Full Power
12/31/02 0600 1151 99.9 Turbine/Generator Full Power
12/31/02 0700 1152 100 Turbine/Generator Full Power
12/31/02 0800 1152 100 Turbine/Generator Full Power
12/31/02 0900 1152 99.9 Turbine/Generator Full Power
12/31/02 1000 1152 99.9 Turbine/Generator Full Power
12/31/02 1100 1152 100 Turbine/Generator Full Power
12/31/02 1200 1152 100 Turbine/Generator Full Power
12/31/02 1300 1152 100 Turbine/Generator Full Power
12/31/02 1400 1151 100 Turbine/Generator Full Power
12/31/02 1500 1152 100 Turbine/Generator Full Power
12/31/02 1600 1151 100 Turbine/Generator Full Power
12/31/02 1700 1151 100 Turbine/Generator Full Power
12/31/02 1800 1152 100 Turbine/Generator Full Power
12/31/02 1900 1151 100 Turbine/Generator Full Power
12/31/02 2000 1151 100 Turbine/Generator Full Power
12/31/02 2100 1152 99.9 Turbine/Generator Full Power
12/31/02 2200 1151 100 Turbine/Generator Full Power
12/31/02 2300 1151 100 Turbine/Generator Full Power
12/31/02 2400 1151 100 Turbine/Generator Full Power
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