
SDO - Summary of Daily Operations
Unit-1 2004
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate1 OpHour1 PowerLevel1 RxPercent1
01/01/04 0100 1149 99.8 U1 Turbine/Generator Full Power
01/01/04 0200 1150 100 U1 Turbine/Generator Full Power
01/01/04 0300 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 0500 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 0600 1150 100 U1 Turbine/Generator Full Power
01/01/04 0700 1151 99.9 U1 Turbine/Generator Full Power
01/01/04 0800 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 0900 1150 100 U1 Turbine/Generator Full Power
01/01/04 1000 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 1100 1150 100 U1 Turbine/Generator Full Power
01/01/04 1200 1149 100 U1 Turbine/Generator Full Power
01/01/04 1300 1150 100 U1 Turbine/Generator Full Power
01/01/04 1400 1150 100 U1 Turbine/Generator Full Power
01/01/04 1500 1149 100 U1 Turbine/Generator Full Power
01/01/04 1600 1150 100 U1 Turbine/Generator Full Power
01/01/04 1700 1149 100 U1 Turbine/Generator Full Power
01/01/04 1800 1150 99.9 U1 Turbine/Generator Full Power
01/01/04 1900 1148 99.9 U1 Turbine/Generator Full Power
01/01/04 2000 1149 99.9 U1 Turbine/Generator Full Power
01/01/04 2100 1149 99.9 U1 Turbine/Generator Full Power
01/01/04 2200 1149 99.9 U1 Turbine/Generator Full Power
01/01/04 2300 1149 99.9 U1 Turbine/Generator Full Power
01/01/04 2400 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 0100 1149 99.9 U1 Turbine/Generator Full Power
01/02/04 0200 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 0300 1149 99.8 U1 Turbine/Generator Full Power
01/02/04 0400 1150 100 U1 Turbine/Generator Full Power
01/02/04 0500 1150 100 U1 Turbine/Generator Full Power
01/02/04 0600 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 0700 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 0800 1150 100 U1 Turbine/Generator Full Power
01/02/04 0900 1149 100 U1 Turbine/Generator Full Power
01/02/04 1000 1150 100 U1 Turbine/Generator Full Power
01/02/04 1100 1149 100 U1 Turbine/Generator Full Power
01/02/04 1200 1149 100 U1 Turbine/Generator Full Power
01/02/04 1300 1149 100 U1 Turbine/Generator Full Power
01/02/04 1400 1148 99.9 U1 Turbine/Generator Full Power
01/02/04 1500 1149 100 U1 Turbine/Generator Full Power
01/02/04 1600 1149 99.9 U1 Turbine/Generator Full Power
01/02/04 1700 1149 100 U1 Turbine/Generator Full Power
01/02/04 1800 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 1900 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 2000 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 2100 1150 99.9 U1 Turbine/Generator Full Power
01/02/04 2200 1149 99.9 U1 Turbine/Generator Full Power



01/02/04 2300 1149 99.9 U1 Turbine/Generator Full Power
01/02/04 2400 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 0100 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 0200 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 0300 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 0500 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 0600 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 0700 1151 99.9 U1 Turbine/Generator Full Power
01/03/04 0800 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 0900 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1000 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1100 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1200 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 1300 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1400 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 1500 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1600 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1700 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 1800 1149 99.9 U1 Turbine/Generator Full Power
01/03/04 1900 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 2000 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 2100 1150 99.9 U1 Turbine/Generator Full Power
01/03/04 2200 1151 99.9 U1 Turbine/Generator Full Power
01/03/04 2300 1151 99.9 U1 Turbine/Generator Full Power
01/03/04 2400 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0100 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0200 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0300 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0500 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 0600 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 0700 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0800 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 0900 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 1000 1150 100 U1 Turbine/Generator Full Power
01/04/04 1100 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 1200 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 1300 1150 100 U1 Turbine/Generator Full Power
01/04/04 1400 1151 100 U1 Turbine/Generator Full Power
01/04/04 1500 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 1600 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 1700 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 1800 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 1900 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 2000 1149 99.9 U1 Turbine/Generator Full Power
01/04/04 2100 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 2200 1150 99.9 U1 Turbine/Generator Full Power
01/04/04 2300 1151 99.9 U1 Turbine/Generator Full Power
01/04/04 2400 1150 99.9 U1 Turbine/Generator Full Power
01/05/04 0100 1151 99.9 U1 Turbine/Generator Full Power
01/05/04 0200 1150 99.9 U1 Turbine/Generator Full Power
01/05/04 0300 1151 99.9 U1 Turbine/Generator Full Power
01/05/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/05/04 0500 1151 100 U1 Turbine/Generator Full Power



01/05/04 0600 1151 100 U1 Turbine/Generator Full Power
01/05/04 0700 1151 100 U1 Turbine/Generator Full Power
01/05/04 0800 1152 100 U1 Turbine/Generator Full Power
01/05/04 0900 1152 99.9 U1 Turbine/Generator Full Power
01/05/04 1000 1152 100 U1 Turbine/Generator Full Power
01/05/04 1100 1151 100 U1 Turbine/Generator Full Power
01/05/04 1200 1151 100 U1 Turbine/Generator Full Power
01/05/04 1300 1151 100 U1 Turbine/Generator Full Power
01/05/04 1400 1151 100 U1 Turbine/Generator Full Power
01/05/04 1500 1151 100 U1 Turbine/Generator Full Power
01/05/04 1600 1151 100 U1 Turbine/Generator Full Power
01/05/04 1700 1151 100 U1 Turbine/Generator Full Power
01/05/04 1800 1151 99.9 U1 Turbine/Generator Full Power
01/05/04 1900 1151 100 U1 Turbine/Generator Full Power
01/05/04 2000 1151 100 U1 Turbine/Generator Full Power
01/05/04 2100 1151 100 U1 Turbine/Generator Full Power
01/05/04 2200 1151 100 U1 Turbine/Generator Full Power
01/05/04 2300 1151 100 U1 Turbine/Generator Full Power
01/05/04 2400 1151 100 U1 Turbine/Generator Full Power
01/06/04 0100 1150 100 U1 Turbine/Generator Full Power
01/06/04 0200 1150 100 U1 Turbine/Generator Full Power
01/06/04 0300 1150 100 U1 Turbine/Generator Full Power
01/06/04 0400 1151 99.9 U1 Turbine/Generator Full Power
01/06/04 0500 1151 100 U1 Turbine/Generator Full Power
01/06/04 0600 1151 100 U1 Turbine/Generator Full Power
01/06/04 0700 1151 99.9 U1 Turbine/Generator Full Power
01/06/04 0800 1151 99.9 U1 Turbine/Generator Full Power
01/06/04 0900 1151 100 U1 Turbine/Generator Full Power
01/06/04 1000 1151 99.9 U1 Turbine/Generator Full Power
01/06/04 1100 1151 100 U1 Turbine/Generator Full Power
01/06/04 1200 1151 100 U1 Turbine/Generator Full Power
01/06/04 1300 1150 100 U1 Turbine/Generator Full Power
01/06/04 1400 1149 99.9 U1 Turbine/Generator Full Power
01/06/04 1500 1151 100 U1 Turbine/Generator Full Power
01/06/04 1600 1151 100 U1 Turbine/Generator Full Power
01/06/04 1700 1151 100 U1 Turbine/Generator Full Power
01/06/04 1800 1151 100 U1 Turbine/Generator Full Power
01/06/04 1900 1151 100 U1 Turbine/Generator Full Power
01/06/04 2000 1150 99.9 U1 Turbine/Generator Full Power
01/06/04 2100 1151 99.9 U1 Turbine/Generator Full Power
01/06/04 2200 1151 100 U1 Turbine/Generator Full Power
01/06/04 2300 1151 100 U1 Turbine/Generator Full Power
01/06/04 2400 1151 100 U1 Turbine/Generator Full Power
01/07/04 0100 1151 100 U1 Turbine/Generator Full Power
01/07/04 0200 1151 100 U1 Turbine/Generator Full Power
01/07/04 0300 1150 100 U1 Turbine/Generator Full Power
01/07/04 0400 1151 99.9 U1 Turbine/Generator Full Power
01/07/04 0500 1151 100 U1 Turbine/Generator Full Power
01/07/04 0600 1151 100 U1 Turbine/Generator Full Power
01/07/04 0700 1151 99.9 U1 Turbine/Generator Full Power
01/07/04 0800 1151 100 U1 Turbine/Generator Full Power
01/07/04 0900 1151 99.9 U1 Turbine/Generator Full Power
01/07/04 1000 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 1100 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 1200 1151 100 U1 Turbine/Generator Full Power



01/07/04 1300 1151 100 U1 Turbine/Generator Full Power
01/07/04 1400 1151 100 U1 Turbine/Generator Full Power
01/07/04 1500 1151 100 U1 Turbine/Generator Full Power
01/07/04 1600 1150 100 U1 Turbine/Generator Full Power
01/07/04 1700 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 1800 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 1900 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 2000 1151 99.9 U1 Turbine/Generator Full Power
01/07/04 2100 1151 100 U1 Turbine/Generator Full Power
01/07/04 2200 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 2300 1150 99.9 U1 Turbine/Generator Full Power
01/07/04 2400 1151 99.9 U1 Turbine/Generator Full Power
01/08/04 0100 1150 99.9 U1 Turbine/Generator Full Power
01/08/04 0200 1150 99.9 U1 Turbine/Generator Full Power
01/08/04 0300 1150 99.9 U1 Turbine/Generator Full Power
01/08/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/08/04 0500 1151 100 U1 Turbine/Generator Full Power
01/08/04 0600 1151 99.9 U1 Turbine/Generator Full Power
01/08/04 0700 1151 100 U1 Turbine/Generator Full Power
01/08/04 0800 1151 100 U1 Turbine/Generator Full Power
01/08/04 0900 1151 99.9 U1 Turbine/Generator Full Power
01/08/04 1000 1151 100 U1 Turbine/Generator Full Power
01/08/04 1100 1151 99.9 U1 Turbine/Generator Full Power
01/08/04 1200 1151 100 U1 Turbine/Generator Full Power
01/08/04 1300 1151 100 U1 Turbine/Generator Full Power
01/08/04 1400 1151 100 U1 Turbine/Generator Full Power
01/08/04 1500 1151 100 U1 Turbine/Generator Full Power
01/08/04 1600 1150 99.9 U1 Turbine/Generator Full Power
01/08/04 1700 1150 101.3 U1 Turbine/Generator Full Power
01/08/04 1800 1150 101.4 U1 Turbine/Generator Full Power
01/08/04 1900 1150 101.4 U1 Turbine/Generator Full Power
01/08/04 2000 1151 101.4 U1 Turbine/Generator Full Power
01/08/04 2100 1150 101.4 U1 Turbine/Generator Full Power
01/08/04 2200 1150 101.4 U1 Turbine/Generator Full Power
01/08/04 2300 1150 101.4 U1 Turbine/Generator Full Power
01/08/04 2400 1150 101.4 U1 Turbine/Generator Full Power
01/09/04 0100 1150 101.4 U1 Turbine/Generator Full Power
01/09/04 0200 1150 101.3 U1 Turbine/Generator Full Power
01/09/04 0300 1149 101.3 U1 Turbine/Generator Full Power
01/09/04 0400 1150 101.4 U1 Turbine/Generator Full Power
01/09/04 0500 1149 100.2 U1 Turbine/Generator Full Power
01/09/04 0600 1149 100.1 U1 Turbine/Generator Full Power
01/09/04 0700 1150 100.1 U1 Turbine/Generator Full Power
01/09/04 0800 1150 100.1 U1 Turbine/Generator Full Power
01/09/04 0900 1150 100.1 U1 Turbine/Generator Full Power
01/09/04 1000 1150 100.1 U1 Turbine/Generator Full Power
01/09/04 1100 1151 100.2 U1 Turbine/Generator Full Power
01/09/04 1200 1150 100 U1 Turbine/Generator Full Power
01/09/04 1300 1150 100.1 U1 Turbine/Generator Full Power
01/09/04 1400 1149 100.1 U1 Turbine/Generator Full Power
01/09/04 1500 1150 100.2 U1 Turbine/Generator Full Power
01/09/04 1600 1150 100.2 U1 Turbine/Generator Full Power
01/09/04 1700 1150 100 U1 Turbine/Generator Full Power
01/09/04 1800 1151 99.9 U1 Turbine/Generator Full Power
01/09/04 1900 1151 99.9 U1 Turbine/Generator Full Power



01/09/04 2000 1149 99.9 U1 Turbine/Generator Full Power
01/09/04 2100 1150 100 U1 Turbine/Generator Full Power
01/09/04 2200 1150 100 U1 Turbine/Generator Full Power
01/09/04 2300 1150 100 U1 Turbine/Generator Full Power
01/09/04 2400 1150 100 U1 Turbine/Generator Full Power
01/10/04 0100 1150 100 U1 Turbine/Generator Full Power
01/10/04 0200 1151 100 U1 Turbine/Generator Full Power
01/10/04 0300 1150 100 U1 Turbine/Generator Full Power
01/10/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/10/04 0500 1150 99.9 U1 Turbine/Generator Full Power
01/10/04 0600 1150 99.9 U1 Turbine/Generator Full Power
01/10/04 0700 1150 100 U1 Turbine/Generator Full Power
01/10/04 0800 1150 100 U1 Turbine/Generator Full Power
01/10/04 0900 1151 99.9 U1 Turbine/Generator Full Power
01/10/04 1000 1151 99.9 U1 Turbine/Generator Full Power
01/10/04 1100 1150 99.9 U1 Turbine/Generator Full Power
01/10/04 1200 1149 99.9 U1 Turbine/Generator Full Power
01/10/04 1300 1150 99.9 U1 Turbine/Generator Full Power
01/10/04 1400 1149 100 U1 Turbine/Generator Full Power
01/10/04 1500 1149 99.9 U1 Turbine/Generator Full Power
01/10/04 1600 1151 99.9 U1 Turbine/Generator Full Power
01/10/04 1700 1151 100 U1 Turbine/Generator Full Power
01/10/04 1800 1151 100 U1 Turbine/Generator Full Power
01/10/04 1900 1150 100 U1 Turbine/Generator Full Power
01/10/04 2000 1151 99.9 U1 Turbine/Generator Full Power
01/10/04 2100 1151 100 U1 Turbine/Generator Full Power
01/10/04 2200 1151 99.9 U1 Turbine/Generator Full Power
01/10/04 2300 1150 100 U1 Turbine/Generator Full Power
01/10/04 2400 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 0100 1151 100 U1 Turbine/Generator Full Power
01/11/04 0200 1151 100 U1 Turbine/Generator Full Power
01/11/04 0300 1151 100 U1 Turbine/Generator Full Power
01/11/04 0400 1151 100 U1 Turbine/Generator Full Power
01/11/04 0500 1152 100 U1 Turbine/Generator Full Power
01/11/04 0600 1152 100 U1 Turbine/Generator Full Power
01/11/04 0700 1151 100 U1 Turbine/Generator Full Power
01/11/04 0800 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 0900 1152 99.9 U1 Turbine/Generator Full Power
01/11/04 1000 1151 100 U1 Turbine/Generator Full Power
01/11/04 1100 1152 100 U1 Turbine/Generator Full Power
01/11/04 1200 1151 100 U1 Turbine/Generator Full Power
01/11/04 1300 1151 100 U1 Turbine/Generator Full Power
01/11/04 1400 1151 100 U1 Turbine/Generator Full Power
01/11/04 1500 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 1600 1151 100 U1 Turbine/Generator Full Power
01/11/04 1700 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 1800 1151 100 U1 Turbine/Generator Full Power
01/11/04 1900 1151 100 U1 Turbine/Generator Full Power
01/11/04 2000 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 2100 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 2200 1151 100 U1 Turbine/Generator Full Power
01/11/04 2300 1151 99.9 U1 Turbine/Generator Full Power
01/11/04 2400 1151 100 U1 Turbine/Generator Full Power
01/12/04 0100 1151 99.9 U1 Turbine/Generator Full Power
01/12/04 0200 1151 100 U1 Turbine/Generator Full Power



01/12/04 0300 1151 100 U1 Turbine/Generator Full Power
01/12/04 0400 1150 99.9 U1 Turbine/Generator Full Power
01/12/04 0500 1151 100 U1 Turbine/Generator Full Power
01/12/04 0600 1151 100 U1 Turbine/Generator Full Power
01/12/04 0700 1151 99.9 U1 Turbine/Generator Full Power
01/12/04 0800 1151 100 U1 Turbine/Generator Full Power
01/12/04 0900 1152 100 U1 Turbine/Generator Full Power
01/12/04 1000 1152 100 U1 Turbine/Generator Full Power
01/12/04 1100 1152 100 U1 Turbine/Generator Full Power
01/12/04 1200 1152 100 U1 Turbine/Generator Full Power
01/12/04 1300 1153 100 U1 Turbine/Generator Full Power
01/12/04 1400 1151 100 U1 Turbine/Generator Full Power
01/12/04 1500 1151 100 U1 Turbine/Generator Full Power
01/12/04 1600 1151 100 U1 Turbine/Generator Full Power
01/12/04 1700 1152 100 U1 Turbine/Generator Full Power
01/12/04 1800 1152 100 U1 Turbine/Generator Full Power
01/12/04 1900 1153 100 U1 Turbine/Generator Full Power
01/12/04 2000 1152 100 U1 Turbine/Generator Full Power
01/12/04 2100 1152 99.9 U1 Turbine/Generator Full Power
01/12/04 2200 1150 100 U1 Turbine/Generator Full Power
01/12/04 2300 1151 100 U1 Turbine/Generator Full Power
01/12/04 2400 1151 99.9 U1 Turbine/Generator Full Power
01/13/04 0100 1151 100 U1 Turbine/Generator Full Power
01/13/04 0200 1151 99.9 U1 Turbine/Generator Full Power
01/13/04 0300 1151 100 U1 Turbine/Generator Full Power
01/13/04 0400 1151 100 U1 Turbine/Generator Full Power
01/13/04 0500 1151 100 U1 Turbine/Generator Full Power
01/13/04 0600 1152 100 U1 Turbine/Generator Full Power
01/13/04 0700 1151 100 U1 Turbine/Generator Full Power
01/13/04 0800 1151 100 U1 Turbine/Generator Full Power
01/13/04 0900 1152 100 U1 Turbine/Generator Full Power
01/13/04 1000 1153 100 U1 Turbine/Generator Full Power
01/13/04 1100 1152 100 U1 Turbine/Generator Full Power
01/13/04 1200 1152 100 U1 Turbine/Generator Full Power
01/13/04 1300 1152 100 U1 Turbine/Generator Full Power
01/13/04 1400 1152 100 U1 Turbine/Generator Full Power
01/13/04 1500 1152 100 U1 Turbine/Generator Full Power
01/13/04 1600 1152 100 U1 Turbine/Generator Full Power
01/13/04 1700 1152 100 U1 Turbine/Generator Full Power
01/13/04 1800 1152 100 U1 Turbine/Generator Full Power
01/13/04 1900 1151 100 U1 Turbine/Generator Full Power
01/13/04 2000 1152 100 U1 Turbine/Generator Full Power
01/13/04 2100 1151 100 U1 Turbine/Generator Full Power
01/13/04 2200 1152 100 U1 Turbine/Generator Full Power
01/13/04 2300 1152 100 U1 Turbine/Generator Full Power
01/13/04 2400 1151 100 U1 Turbine/Generator Full Power
01/14/04 0100 1152 100 U1 Turbine/Generator Full Power
01/14/04 0200 1152 100 U1 Turbine/Generator Full Power
01/14/04 0300 1151 100 U1 Turbine/Generator Full Power
01/14/04 0400 1154 100 U1 Turbine/Generator Full Power
01/14/04 0500 1154 99.9 U1 Turbine/Generator Full Power
01/14/04 0600 1154 100 U1 Turbine/Generator Full Power
01/14/04 0700 1154 100 U1 Turbine/Generator Full Power
01/14/04 0800 1154 100 U1 Turbine/Generator Full Power
01/14/04 0900 1154 100 U1 Turbine/Generator Full Power



01/14/04 1000 1154 100 U1 Turbine/Generator Full Power
01/14/04 1100 1154 100 U1 Turbine/Generator Full Power
01/14/04 1200 1154 100 U1 Turbine/Generator Full Power
01/14/04 1300 1154 100 U1 Turbine/Generator Full Power
01/14/04 1400 1154 100 U1 Turbine/Generator Full Power
01/14/04 1500 1154 100 U1 Turbine/Generator Full Power
01/14/04 1600 1154 100 U1 Turbine/Generator Full Power
01/14/04 1700 1154 100 U1 Turbine/Generator Full Power
01/14/04 1800 1154 100 U1 Turbine/Generator Full Power
01/14/04 1900 1154 100 U1 Turbine/Generator Full Power
01/14/04 2000 1153 100 U1 Turbine/Generator Full Power
01/14/04 2100 1154 99.9 U1 Turbine/Generator Full Power
01/14/04 2200 1154 100 U1 Turbine/Generator Full Power
01/14/04 2300 1154 100 U1 Turbine/Generator Full Power
01/14/04 2400 1154 100 U1 Turbine/Generator Full Power
01/15/04 0100 1153 100 U1 Turbine/Generator Full Power
01/15/04 0200 1154 100 U1 Turbine/Generator Full Power
01/15/04 0300 1154 100 U1 Turbine/Generator Full Power
01/15/04 0400 1154 100 U1 Turbine/Generator Full Power
01/15/04 0500 1154 100 U1 Turbine/Generator Full Power
01/15/04 0600 1153 99.9 U1 Turbine/Generator Full Power
01/15/04 0700 1154 100 U1 Turbine/Generator Full Power
01/15/04 0800 1154 100 U1 Turbine/Generator Full Power
01/15/04 0900 1154 100 U1 Turbine/Generator Full Power
01/15/04 1000 1154 100 U1 Turbine/Generator Full Power
01/15/04 1100 1154 100 U1 Turbine/Generator Full Power
01/15/04 1200 1154 100 U1 Turbine/Generator Full Power
01/15/04 1300 1154 100 U1 Turbine/Generator Full Power
01/15/04 1400 1154 100 U1 Turbine/Generator Full Power
01/15/04 1500 1155 100 U1 Turbine/Generator Full Power
01/15/04 1600 1155 100 U1 Turbine/Generator Full Power
01/15/04 1700 1154 100 U1 Turbine/Generator Full Power
01/15/04 1800 1154 100 U1 Turbine/Generator Full Power
01/15/04 1900 1154 100 U1 Turbine/Generator Full Power
01/15/04 2000 1154 100 U1 Turbine/Generator Full Power
01/15/04 2100 1154 100 U1 Turbine/Generator Full Power
01/15/04 2200 1154 100 U1 Turbine/Generator Full Power
01/15/04 2300 1154 99.9 23:00 U1 Commenced ramp-down to 50% for Condenser leaks
01/15/04 2400 963 84 U1 Ramp-down to 50%
01/16/04 0100 758 68.7 U1 Ramp-down to 50%
01/16/04 0200 583 54 U1 Ramp-down to 50%
01/16/04 0300 536 49.7 03:00 U1 at 50%
01/16/04 0400 517 50 U1 Holding at 50%
01/16/04 0500 517 50.5 U1 Holding at 50%
01/16/04 0600 483 50 U1 Holding at 50%
01/16/04 0700 481 50 U1 Holding at 50%
01/16/04 0800 481 50 U1 Holding at 50%
01/16/04 0900 479 49.9 U1 Holding at 50%
01/16/04 1000 480 49.9 U1 Holding at 50%
01/16/04 1100 480 49.8 U1 Holding at 50%
01/16/04 1200 480 49.8 U1 Holding at 50%
01/16/04 1300 480 49.9 U1 Holding at 50%
01/16/04 1400 480 49.9 U1 Holding at 50%
01/16/04 1500 480 49.9 U1 Holding at 50%
01/16/04 1600 479 49.8 U1 Holding at 50%



01/16/04 1700 479 49.7 U1 Holding at 50%
01/16/04 1800 500 49.6 U1 Holding at 50%
01/16/04 1900 498 49.5 U1 Holding at 50%
01/16/04 2000 499 49.5 U1 Holding at 50%
01/16/04 2100 500 49.8 U1 Holding at 50%
01/16/04 2200 500 49.6 U1 Holding at 50%
01/16/04 2300 499 49.4 U1 Holding at 50%
01/16/04 2400 503 49.7 U1 Holding at 50%
01/17/04 0100 502 49.6 U1 Holding at 50%
01/17/04 0200 502 49.6 U1 Holding at 50%
01/17/04 0300 502 49.6 U1 Holding at 50%
01/17/04 0400 502 49.6 U1 Holding at 50%
01/17/04 0500 504 49.8 U1 Holding at 50%
01/17/04 0600 502 49.6 U1 Holding at 50%
01/17/04 0700 500 49.6 U1 Holding at 50%
01/17/04 0800 502 49.7 U1 Holding at 50%
01/17/04 0900 501 49.6 U1 Holding at 50%
01/17/04 1000 501 49.5 U1 Holding at 50%
01/17/04 1100 499 49.4 U1 Holding at 50%
01/17/04 1200 500 49.4 U1 Holding at 50%
01/17/04 1300 499 49.4 U1 Holding at 50%
01/17/04 1400 500 49.6 U1 Holding at 50%
01/17/04 1500 501 49.6 U1 Holding at 50%
01/17/04 1600 499 49.5 U1 Holding at 50%
01/17/04 1700 499 49.5 U1 Holding at 50%
01/17/04 1800 499 49.6 U1 Holding at 50%
01/17/04 1900 498 49.4 U1 Holding at 50%
01/17/04 2000 498 49.5 U1 Holding at 50%
01/17/04 2100 499 49.6 U1 Holding at 50%
01/17/04 2200 523 49.6 U1 Holding at 50%
01/17/04 2300 525 48.9 U1 Holding at 50%
01/17/04 2400 525 49 U1 Holding at 50%
01/18/04 0100 527 49.1 U1 01:04 Commenced ramp-up to 95% RX power
01/18/04 0200 664 59.1 U1 Ramp-up to 95%
01/18/04 0300 844 73.3 U1 Ramp-up to 95%
01/18/04 0400 1033 87.4 U1 04:35 Ramp-up complete to 95% RX power
01/18/04 0500 1105 95.5 U1 Holding at 95%
01/18/04 0600 1106 95.8 U1 Holding at 95%
01/18/04 0700 1106 95.6 U1 Holding at 95%
01/18/04 0800 1106 95.6 U1 Holding at 95%
01/18/04 0900 1104 95.6 U1 09:02 Commenced ramp-up from 95% to full power
01/18/04 1000 1140 98.9 U1 Ramp-up to full power
01/18/04 1100 1143 99.2 U1 Ramp-up to full power
01/18/04 1200 1147 99.4 U1 Ramp-up to full power
01/18/04 1300 1150 99.8 U1 Ramp-up to full power
01/18/04 1400 1149 99.5 U1 Ramp-up to full power
01/18/04 1500 1149 99.7 U1 15:27 Turbine/Generator Full Power
01/18/04 1600 1154 99.8 U1 Turbine/Generator Full Power
01/18/04 1700 1152 99.7 U1 Turbine/Generator Full Power
01/18/04 1800 1155 100 U1 Turbine/Generator Full Power
01/18/04 1900 1153 99.9 U1 Turbine/Generator Full Power
01/18/04 2000 1152 99.8 U1 Turbine/Generator Full Power
01/18/04 2100 1152 99.8 U1 Turbine/Generator Full Power
01/18/04 2200 1153 99.9 U1 Turbine/Generator Full Power
01/18/04 2300 1152 99.9 U1 Turbine/Generator Full Power



01/18/04 2400 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 0100 1153 100 U1 Turbine/Generator Full Power
01/19/04 0200 1153 100 U1 Turbine/Generator Full Power
01/19/04 0300 1154 100 U1 Turbine/Generator Full Power
01/19/04 0400 1154 100 U1 Turbine/Generator Full Power
01/19/04 0500 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 0600 1154 100 U1 Turbine/Generator Full Power
01/19/04 0700 1154 100 U1 Turbine/Generator Full Power
01/19/04 0800 1155 100 U1 Turbine/Generator Full Power
01/19/04 0900 1154 100 U1 Turbine/Generator Full Power
01/19/04 1000 1154 100 U1 Turbine/Generator Full Power
01/19/04 1100 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 1200 1152 99.9 U1 Turbine/Generator Full Power
01/19/04 1300 1152 99.9 U1 Turbine/Generator Full Power
01/19/04 1400 1153 100 U1 Turbine/Generator Full Power
01/19/04 1500 1152 99.9 U1 Turbine/Generator Full Power
01/19/04 1600 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 1700 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 1800 1153 100 U1 Turbine/Generator Full Power
01/19/04 1900 1153 99.9 U1 Turbine/Generator Full Power
01/19/04 2000 1154 100 U1 Turbine/Generator Full Power
01/19/04 2100 1154 100 U1 Turbine/Generator Full Power
01/19/04 2200 1154 100 U1 Turbine/Generator Full Power
01/19/04 2300 1154 100 U1 Turbine/Generator Full Power
01/19/04 2400 1154 100 U1 Turbine/Generator Full Power
01/20/04 0100 1154 100 U1 Turbine/Generator Full Power
01/20/04 0200 1154 100 U1 Turbine/Generator Full Power
01/20/04 0300 1155 100 U1 Turbine/Generator Full Power
01/20/04 0400 1155 100 U1 Turbine/Generator Full Power
01/20/04 0500 1155 100 U1 Turbine/Generator Full Power
01/20/04 0600 1155 100 U1 Turbine/Generator Full Power
01/20/04 0700 1155 100 U1 Turbine/Generator Full Power
01/20/04 0800 1156 100 U1 Turbine/Generator Full Power
01/20/04 0900 1155 100 U1 Turbine/Generator Full Power
01/20/04 1000 1154 100 U1 Turbine/Generator Full Power
01/20/04 1100 1154 99.9 U1 Turbine/Generator Full Power
01/20/04 1200 1154 100 U1 Turbine/Generator Full Power
01/20/04 1300 1154 100 U1 Turbine/Generator Full Power
01/20/04 1400 1155 100 U1 Turbine/Generator Full Power
01/20/04 1500 1154 99.9 U1 Turbine/Generator Full Power
01/20/04 1600 1154 99.9 U1 Turbine/Generator Full Power
01/20/04 1700 1153 100 U1 Turbine/Generator Full Power
01/20/04 1800 1152 99.9 U1 Turbine/Generator Full Power
01/20/04 1900 1154 100 U1 Turbine/Generator Full Power
01/20/04 2000 1155 100 U1 Turbine/Generator Full Power
01/20/04 2100 1154 100 U1 Turbine/Generator Full Power
01/20/04 2200 1155 100 U1 Turbine/Generator Full Power
01/20/04 2300 1155 100 U1 Turbine/Generator Full Power
01/20/04 2400 1155 100 U1 Turbine/Generator Full Power
01/21/04 0100 1155 100 U1 Turbine/Generator Full Power
01/21/04 0200 1155 100 U1 Turbine/Generator Full Power
01/21/04 0300 1155 100 U1 Turbine/Generator Full Power
01/21/04 0400 1155 100 U1 Turbine/Generator Full Power
01/21/04 0500 1155 100 U1 Turbine/Generator Full Power
01/21/04 0600 1155 100 U1 Turbine/Generator Full Power



01/21/04 0700 1155 100 U1 Turbine/Generator Full Power
01/21/04 0800 1155 100 U1 Turbine/Generator Full Power
01/21/04 0900 1154 100 U1 Turbine/Generator Full Power
01/21/04 1000 1155 100 U1 Turbine/Generator Full Power
01/21/04 1100 1156 100 U1 Turbine/Generator Full Power
01/21/04 1200 1156 100 U1 Turbine/Generator Full Power
01/21/04 1300 1154 100 U1 Turbine/Generator Full Power
01/21/04 1400 1155 100 U1 Turbine/Generator Full Power
01/21/04 1500 1154 100 U1 Turbine/Generator Full Power
01/21/04 1600 1155 99.9 U1 Turbine/Generator Full Power
01/21/04 1700 1154 100 U1 Turbine/Generator Full Power
01/21/04 1800 1154 100 U1 Turbine/Generator Full Power
01/21/04 1900 1155 100 U1 Turbine/Generator Full Power
01/21/04 2000 1155 100 U1 Turbine/Generator Full Power
01/21/04 2100 1155 100 U1 Turbine/Generator Full Power
01/21/04 2200 1155 100 U1 Turbine/Generator Full Power
01/21/04 2300 1155 100 U1 Turbine/Generator Full Power
01/21/04 2400 1155 100 U1 Turbine/Generator Full Power
01/22/04 0100 1155 100 U1 Turbine/Generator Full Power
01/22/04 0200 1155 100 U1 Turbine/Generator Full Power
01/22/04 0300 1155 100 U1 Turbine/Generator Full Power
01/22/04 0400 1156 100 U1 Turbine/Generator Full Power
01/22/04 0500 1155 100 U1 Turbine/Generator Full Power
01/22/04 0600 1155 100 U1 Turbine/Generator Full Power
01/22/04 0700 1155 100 U1 Turbine/Generator Full Power
01/22/04 0800 1155 100 U1 Turbine/Generator Full Power
01/22/04 0900 1155 100 U1 Turbine/Generator Full Power
01/22/04 1000 1155 100 U1 Turbine/Generator Full Power
01/22/04 1100 1154 100 U1 Turbine/Generator Full Power
01/22/04 1200 1155 100 U1 Turbine/Generator Full Power
01/22/04 1300 1155 100 U1 Turbine/Generator Full Power
01/22/04 1400 1155 99.9 U1 Turbine/Generator Full Power
01/22/04 1500 1154 99.9 U1 Turbine/Generator Full Power
01/22/04 1600 1154 100 U1 Turbine/Generator Full Power
01/22/04 1700 1154 100 U1 Turbine/Generator Full Power
01/22/04 1800 1154 99.9 U1 Turbine/Generator Full Power
01/22/04 1900 1155 100 U1 Turbine/Generator Full Power
01/22/04 2000 1155 100 U1 Turbine/Generator Full Power
01/22/04 2100 1155 99.9 U1 Turbine/Generator Full Power
01/22/04 2200 1155 99.9 U1 Turbine/Generator Full Power
01/22/04 2300 1155 100 U1 Turbine/Generator Full Power
01/22/04 2400 1155 100 U1 Turbine/Generator Full Power
01/23/04 0100 1154 99.9 U1 Turbine/Generator Full Power
01/23/04 0200 1155 99.9 U1 Turbine/Generator Full Power
01/23/04 0300 1154 100 U1 Turbine/Generator Full Power
01/23/04 0400 1154 100 U1 Turbine/Generator Full Power
01/23/04 0500 1155 100 U1 Turbine/Generator Full Power
01/23/04 0600 1155 99.9 U1 Turbine/Generator Full Power
01/23/04 0700 1154 100 U1 Turbine/Generator Full Power
01/23/04 0800 1154 99.9 U1 Turbine/Generator Full Power
01/23/04 0900 1154 100.3 U1 Turbine/Generator Full Power
01/23/04 1000 1154 100.3 U1 Turbine/Generator Full Power
01/23/04 1100 1154 100 U1 Turbine/Generator Full Power
01/23/04 1200 1154 100 U1 Turbine/Generator Full Power
01/23/04 1300 1154 100 U1 Turbine/Generator Full Power



01/23/04 1400 1154 100 U1 Turbine/Generator Full Power
01/23/04 1500 1154 100 U1 Turbine/Generator Full Power
01/23/04 1600 1154 100 U1 Turbine/Generator Full Power
01/23/04 1700 1154 100 U1 Turbine/Generator Full Power
01/23/04 1800 1154 100 U1 Turbine/Generator Full Power
01/23/04 1900 1154 100 U1 Turbine/Generator Full Power
01/23/04 2000 1154 100 U1 Turbine/Generator Full Power
01/23/04 2100 1154 100 U1 Turbine/Generator Full Power
01/23/04 2200 1154 100 U1 Turbine/Generator Full Power
01/23/04 2300 1154 100 U1 Turbine/Generator Full Power
01/23/04 2400 1154 100 U1 Turbine/Generator Full Power
01/24/04 0100 1154 100 U1 Turbine/Generator Full Power
01/24/04 0200 1154 100 U1 Turbine/Generator Full Power
01/24/04 0300 1154 100 U1 Turbine/Generator Full Power
01/24/04 0400 1153 100 U1 Turbine/Generator Full Power
01/24/04 0500 1153 100 U1 Turbine/Generator Full Power
01/24/04 0600 1154 99.9 U1 Turbine/Generator Full Power
01/24/04 0700 1154 100.4 U1 Turbine/Generator Full Power
01/24/04 0800 1154 100.4 U1 Turbine/Generator Full Power
01/24/04 0900 1154 100.4 U1 Turbine/Generator Full Power
01/24/04 1000 1154 100.4 U1 Turbine/Generator Full Power
01/24/04 1100 1154 100 U1 Turbine/Generator Full Power
01/24/04 1200 1154 100 U1 Turbine/Generator Full Power
01/24/04 1300 1154 100 U1 Turbine/Generator Full Power
01/24/04 1400 1154 100 U1 Turbine/Generator Full Power
01/24/04 1500 1154 100 U1 Turbine/Generator Full Power
01/24/04 1600 1153 100 U1 Turbine/Generator Full Power
01/24/04 1700 1154 100 U1 Turbine/Generator Full Power
01/24/04 1800 1154 99.9 U1 Turbine/Generator Full Power
01/24/04 1900 1154 100 U1 Turbine/Generator Full Power
01/24/04 2000 1154 100 U1 Turbine/Generator Full Power
01/24/04 2100 1154 100 U1 Turbine/Generator Full Power
01/24/04 2200 1154 100 U1 Turbine/Generator Full Power
01/24/04 2300 1154 100 U1 Turbine/Generator Full Power
01/24/04 2400 1154 100 U1 Turbine/Generator Full Power
01/25/04 0100 1154 100 U1 Turbine/Generator Full Power
01/25/04 0200 1154 100 U1 Turbine/Generator Full Power
01/25/04 0300 1154 100 U1 Turbine/Generator Full Power
01/25/04 0400 1154 100 U1 Turbine/Generator Full Power
01/25/04 0500 1154 100 U1 Turbine/Generator Full Power
01/25/04 0600 1154 100 U1 Turbine/Generator Full Power
01/25/04 0700 1154 100 U1 Turbine/Generator Full Power
01/25/04 0800 1154 100 U1 Turbine/Generator Full Power
01/25/04 0900 1154 100 U1 Turbine/Generator Full Power
01/25/04 1000 1154 100 U1 Turbine/Generator Full Power
01/25/04 1100 1154 99.9 U1 Turbine/Generator Full Power
01/25/04 1200 1154 100 U1 Turbine/Generator Full Power
01/25/04 1300 1153 100 U1 Turbine/Generator Full Power
01/25/04 1400 1154 99.9 U1 Turbine/Generator Full Power
01/25/04 1500 1153 99.9 U1 Turbine/Generator Full Power
01/25/04 1600 1153 100 U1 Turbine/Generator Full Power
01/25/04 1700 1153 100 U1 Turbine/Generator Full Power
01/25/04 1800 1154 100 U1 Turbine/Generator Full Power
01/25/04 1900 1153 100 U1 Turbine/Generator Full Power
01/25/04 2000 1154 100 U1 Turbine/Generator Full Power



01/25/04 2100 1154 100 U1 Turbine/Generator Full Power
01/25/04 2200 1154 100 U1 Turbine/Generator Full Power
01/25/04 2300 1154 100 U1 Turbine/Generator Full Power
01/25/04 2400 1154 100 U1 Turbine/Generator Full Power
01/26/04 0100 1154 100 U1 Turbine/Generator Full Power
01/26/04 0200 1154 100 U1 Turbine/Generator Full Power
01/26/04 0300 1154 100 U1 Turbine/Generator Full Power
01/26/04 0400 1154 100 U1 Turbine/Generator Full Power
01/26/04 0500 1154 100 U1 Turbine/Generator Full Power
01/26/04 0600 1154 100 U1 Turbine/Generator Full Power
01/26/04 0700 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 0800 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 0900 1154 100 U1 Turbine/Generator Full Power
01/26/04 1000 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 1100 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 1200 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 1300 1154 99.9 U1 Turbine/Generator Full Power
01/26/04 1400 1154 100 U1 Turbine/Generator Full Power
01/26/04 1500 1153 99.9 U1 Turbine/Generator Full Power
01/26/04 1600 1154 100 U1 Turbine/Generator Full Power
01/26/04 1700 1153 99.9 U1 Turbine/Generator Full Power
01/26/04 1800 1153 100 U1 Turbine/Generator Full Power
01/26/04 1900 1153 100 U1 Turbine/Generator Full Power
01/26/04 2000 1153 100 U1 Turbine/Generator Full Power
01/26/04 2100 1153 99.9 U1 Turbine/Generator Full Power
01/26/04 2200 1143 100 U1 Slight reduction in T/G power due to LCV-62 leak repair.
01/26/04 2300 1142 100 U1 LCV-62 steam leak repair.
01/26/04 2400 1142 100 U1 LCV-62 steam leak repair.
01/27/04 0100 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 0200 1142 100 U1 LCV-62 steam leak repair.
01/27/04 0300 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 0400 1141 99.9 U1 LCV-62 steam leak repair.
01/27/04 0500 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 0600 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 0700 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 0800 1142 100 U1 LCV-62 steam leak repair.
01/27/04 0900 1142 99.9 U1 LCV-62 steam leak repair.
01/27/04 1000 1152 100 U1 Turbine/Generator Full Power
01/27/04 1100 1152 99.9 U1 Turbine/Generator Full Power
01/27/04 1200 1152 99.9 U1 Turbine/Generator Full Power
01/27/04 1300 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1400 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1500 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1600 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1700 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1800 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 1900 1153 100 U1 Turbine/Generator Full Power
01/27/04 2000 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 2100 1153 99.9 U1 Turbine/Generator Full Power
01/27/04 2200 1153 100 U1 Turbine/Generator Full Power
01/27/04 2300 1153 100 U1 Turbine/Generator Full Power
01/27/04 2400 1153 100 U1 Turbine/Generator Full Power
01/28/04 0100 1153 100 U1 Turbine/Generator Full Power
01/28/04 0200 1154 100 U1 Turbine/Generator Full Power
01/28/04 0300 1153 100 U1 Turbine/Generator Full Power



01/28/04 0400 1153 100 U1 Turbine/Generator Full Power
01/28/04 0500 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 0600 1152 100 U1 Turbine/Generator Full Power
01/28/04 0700 1153 100 U1 Turbine/Generator Full Power
01/28/04 0800 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 0900 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1000 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1100 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1200 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1300 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1400 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1500 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1600 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1700 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1800 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 1900 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 2000 1153 100 U1 Turbine/Generator Full Power
01/28/04 2100 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 2200 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 2300 1153 99.9 U1 Turbine/Generator Full Power
01/28/04 2400 1153 100 U1 Turbine/Generator Full Power
01/29/04 0100 1153 100 U1 Turbine/Generator Full Power
01/29/04 0200 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 0300 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 0400 1153 100 U1 Turbine/Generator Full Power
01/29/04 0500 1153 100 U1 Turbine/Generator Full Power
01/29/04 0600 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 0700 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 0800 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 0900 1153 100 U1 Turbine/Generator Full Power
01/29/04 1000 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1100 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1200 1152 100 U1 Turbine/Generator Full Power
01/29/04 1300 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1400 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1500 1153 100 U1 Turbine/Generator Full Power
01/29/04 1600 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1700 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 1800 1153 100 U1 Turbine/Generator Full Power
01/29/04 1900 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 2000 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 2100 1153 99.9 U1 Turbine/Generator Full Power
01/29/04 2200 1153 100 U1 Turbine/Generator Full Power
01/29/04 2300 1153 100 U1 Turbine/Generator Full Power
01/29/04 2400 1153 100 U1 Turbine/Generator Full Power
01/30/04 0100 1153 100 U1 Turbine/Generator Full Power
01/30/04 0200 1154 100 U1 Turbine/Generator Full Power
01/30/04 0300 1153 100 U1 Turbine/Generator Full Power
01/30/04 0400 1153 99.9 U1 Turbine/Generator Full Power
01/30/04 0500 1154 100 U1 Turbine/Generator Full Power
01/30/04 0600 1153 100 U1 Turbine/Generator Full Power
01/30/04 0700 1153 100 U1 Turbine/Generator Full Power
01/30/04 0800 1153 100 U1 Turbine/Generator Full Power
01/30/04 0900 1154 100.9 U1 Turbine/Generator Full Power
01/30/04 1000 1153 100.9 U1 Turbine/Generator Full Power



01/30/04 1100 1153 99.9 U1 Turbine/Generator Full Power
01/30/04 1200 1153 100 U1 Turbine/Generator Full Power
01/30/04 1300 1154 99.9 U1 Turbine/Generator Full Power
01/30/04 1400 1153 99.9 U1 Turbine/Generator Full Power
01/30/04 1500 1153 99.9 U1 Turbine/Generator Full Power
01/30/04 1600 1153 100 U1 Turbine/Generator Full Power
01/30/04 1700 1154 99.9 U1 Turbine/Generator Full Power
01/30/04 1800 1154 100 U1 Turbine/Generator Full Power
01/30/04 1900 1154 100 U1 Turbine/Generator Full Power
01/30/04 2000 1153 100 U1 Turbine/Generator Full Power
01/30/04 2100 1154 99.9 U1 Turbine/Generator Full Power
01/30/04 2200 1154 100 U1 Turbine/Generator Full Power
01/30/04 2300 1154 100 U1 Turbine/Generator Full Power
01/30/04 2400 1154 100 U1 Turbine/Generator Full Power
01/31/04 0100 1154 100 U1 Turbine/Generator Full Power
01/31/04 0200 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 0300 1153 99.9 U1 Turbine/Generator Full Power
01/31/04 0400 1154 100 U1 Turbine/Generator Full Power
01/31/04 0500 1154 100 U1 Turbine/Generator Full Power
01/31/04 0600 1155 100 U1 Turbine/Generator Full Power
01/31/04 0700 1154 100 U1 Turbine/Generator Full Power
01/31/04 0800 1155 99.9 U1 Turbine/Generator Full Power
01/31/04 0900 1155 99.9 U1 Turbine/Generator Full Power
01/31/04 1000 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1100 1154 100 U1 Turbine/Generator Full Power
01/31/04 1200 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1300 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1400 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1500 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1600 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1700 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 1800 1154 100 U1 Turbine/Generator Full Power
01/31/04 1900 1155 100 U1 Turbine/Generator Full Power
01/31/04 2000 1154 99.9 U1 Turbine/Generator Full Power
01/31/04 2100 1154 100 U1 Turbine/Generator Full Power
01/31/04 2200 1154 100 U1 Turbine/Generator Full Power
01/31/04 2300 1155 100 U1 Turbine/Generator Full Power
01/31/04 2400 1154 100 U1 Turbine/Generator Full Power
02/01/04 0100 1154 100 U1 Turbine/Generator Full Power
02/01/04 0200 1154 100 U1 Turbine/Generator Full Power
02/01/04 0300 1155 100 U1 Turbine/Generator Full Power
02/01/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 0500 1155 100 U1 Turbine/Generator Full Power
02/01/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 0700 1155 99.9 U1 Turbine/Generator Full Power
02/01/04 0800 1155 99.9 U1 Turbine/Generator Full Power
02/01/04 0900 1155 99.9 U1 Turbine/Generator Full Power
02/01/04 1000 1154 100 U1 Turbine/Generator Full Power
02/01/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/01/04 1500 1154 100 U1 Turbine/Generator Full Power
02/01/04 1600 1154 100 U1 Turbine/Generator Full Power
02/01/04 1700 1155 99.9 U1 Turbine/Generator Full Power



02/01/04 1800 1154 100 U1 Turbine/Generator Full Power
02/01/04 1900 1155 99.9 U1 Turbine/Generator Full Power
02/01/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 2100 1155 100 U1 Turbine/Generator Full Power
02/01/04 2200 1154 100 U1 Turbine/Generator Full Power
02/01/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/01/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0100 1154 100 U1 Turbine/Generator Full Power
02/02/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0500 1154 100 U1 Turbine/Generator Full Power
02/02/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1500 1154 101 U1 Turbine/Generator Full Power
02/02/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 2000 1154 100 U1 Turbine/Generator Full Power
02/02/04 2100 1154 100 U1 Turbine/Generator Full Power
02/02/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/02/04 2300 1154 100 U1 Turbine/Generator Full Power
02/02/04 2400 1154 100 U1 Turbine/Generator Full Power
02/03/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0200 1154 100 U1 Turbine/Generator Full Power
02/03/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0400 1154 100 U1 Turbine/Generator Full Power
02/03/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 0900 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 1100 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1200 1154 100 U1 Turbine/Generator Full Power
02/03/04 1300 1153 100 U1 Turbine/Generator Full Power
02/03/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1600 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/03/04 1800 1154 100 U1 Turbine/Generator Full Power
02/03/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/03/04 2000 1154 100 U1 Turbine/Generator Full Power
02/03/04 2100 1155 100 U1 Turbine/Generator Full Power
02/03/04 2200 1155 99.9 U1 Turbine/Generator Full Power
02/03/04 2300 1155 99.9 U1 Turbine/Generator Full Power
02/03/04 2400 1154 100 U1 Turbine/Generator Full Power



02/04/04 0100 1154 100 U1 Turbine/Generator Full Power
02/04/04 0200 1154 100 U1 Turbine/Generator Full Power
02/04/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 0400 1154 100 U1 Turbine/Generator Full Power
02/04/04 0500 1154 100 U1 Turbine/Generator Full Power
02/04/04 0600 1155 100 U1 Turbine/Generator Full Power
02/04/04 0700 1154 100 U1 Turbine/Generator Full Power
02/04/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 1100 1153 100 U1 Turbine/Generator Full Power
02/04/04 1200 1154 100 U1 Turbine/Generator Full Power
02/04/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/04/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/04/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 1700 1154 100 U1 Turbine/Generator Full Power
02/04/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 2000 1154 100 U1 Turbine/Generator Full Power
02/04/04 2100 1154 100 U1 Turbine/Generator Full Power
02/04/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/04/04 2300 1154 100 U1 Turbine/Generator Full Power
02/04/04 2400 1153 100 U1 Turbine/Generator Full Power
02/05/04 0100 1154 100 U1 Turbine/Generator Full Power
02/05/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 0400 1154 100 U1 Turbine/Generator Full Power
02/05/04 0500 1154 100 U1 Turbine/Generator Full Power
02/05/04 0600 1154 100 U1 Turbine/Generator Full Power
02/05/04 0700 1155 99.9 U1 Turbine/Generator Full Power
02/05/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1200 1154 100 U1 Turbine/Generator Full Power
02/05/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1700 1154 100 U1 Turbine/Generator Full Power
02/05/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/05/04 2400 1154 100 U1 Turbine/Generator Full Power
02/06/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 0200 1154 100 U1 Turbine/Generator Full Power
02/06/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 0400 1154 100 U1 Turbine/Generator Full Power
02/06/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 0600 1154 100 U1 Turbine/Generator Full Power
02/06/04 0700 1154 100 U1 Turbine/Generator Full Power



02/06/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 1000 1154 100 U1 Turbine/Generator Full Power
02/06/04 1100 1154 100 U1 Turbine/Generator Full Power
02/06/04 1200 1153 100 U1 Turbine/Generator Full Power
02/06/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 1400 1154 100 U1 Turbine/Generator Full Power
02/06/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/06/04 1600 1153 100 U1 Turbine/Generator Full Power
02/06/04 1700 1153 100 U1 Turbine/Generator Full Power
02/06/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 1900 1154 100 U1 Turbine/Generator Full Power
02/06/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 2200 1154 100 U1 Turbine/Generator Full Power
02/06/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/06/04 2400 1154 100 U1 Turbine/Generator Full Power
02/07/04 0100 1154 100 U1 Turbine/Generator Full Power
02/07/04 0200 1154 100 U1 Turbine/Generator Full Power
02/07/04 0300 1153 99.9 U1 Turbine/Generator Full Power
02/07/04 0400 1154 100 U1 Turbine/Generator Full Power
02/07/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 0600 1154 100 U1 Turbine/Generator Full Power
02/07/04 0700 1153 99.9 U1 Turbine/Generator Full Power
02/07/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1000 1154 100 U1 Turbine/Generator Full Power
02/07/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/07/04 1600 1153 99.9 U1 Turbine/Generator Full Power
02/07/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/07/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/07/04 2100 1154 100 U1 Turbine/Generator Full Power
02/07/04 2200 1155 100 U1 Turbine/Generator Full Power
02/07/04 2300 1153 100 U1 Turbine/Generator Full Power
02/07/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 0100 1154 100 U1 Turbine/Generator Full Power
02/08/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 0300 1153 100 U1 Turbine/Generator Full Power
02/08/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 0500 1153 100 U1 Turbine/Generator Full Power
02/08/04 0600 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 1000 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 1400 1154 99.9 U1 Turbine/Generator Full Power



02/08/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 1600 1153 99.9 U1 Turbine/Generator Full Power
02/08/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/08/04 2400 1154 100 U1 Turbine/Generator Full Power
02/09/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/09/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1100 1154 100 U1 Turbine/Generator Full Power
02/09/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1300 1154 100 U1 Turbine/Generator Full Power
02/09/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/09/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/09/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 2200 1152 99.9 U1 Turbine/Generator Full Power
02/09/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/09/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0100 1153 99.9 U1 Turbine/Generator Full Power
02/10/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0300 1154 100 U1 Turbine/Generator Full Power
02/10/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0600 1154 99.8 U1 Turbine/Generator Full Power
02/10/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1400 1154 100 U1 Turbine/Generator Full Power
02/10/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/10/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 1800 1153 99.9 U1 Turbine/Generator Full Power
02/10/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 2100 1153 100 U1 Turbine/Generator Full Power



02/10/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/10/04 2300 1153 100 U1 Turbine/Generator Full Power
02/10/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/11/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1000 1154 100 U1 Turbine/Generator Full Power
02/11/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 2200 1154 100 U1 Turbine/Generator Full Power
02/11/04 2300 1154 99.9 U1 Turbine/Generator Full Power
02/11/04 2400 1154 100 U1 Turbine/Generator Full Power
02/12/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0200 1154 100 U1 Turbine/Generator Full Power
02/12/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 1200 1154 100 U1 Turbine/Generator Full Power
02/12/04 1300 1154 100 U1 Turbine/Generator Full Power
02/12/04 1400 1156 100.5 U1 Turbine/Generator Full Power
02/12/04 1500 1155 100.5 U1 Turbine/Generator Full Power
02/12/04 1600 1153 99.8 U1 Turbine/Generator Full Power
02/12/04 1700 1153 99.8 U1 Turbine/Generator Full Power
02/12/04 1800 1153 99.8 U1 Turbine/Generator Full Power
02/12/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/12/04 2000 1153 99.8 U1 Turbine/Generator Full Power
02/12/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/12/04 2300 1154 99.8 U1 Turbine/Generator Full Power
02/12/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/13/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0300 1154 100 U1 Turbine/Generator Full Power
02/13/04 0400 1154 99.9 U1 Turbine/Generator Full Power



02/13/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1000 1155 99.9 U1 Turbine/Generator Full Power
02/13/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1200 1153 100 U1 Turbine/Generator Full Power
02/13/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/13/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 1800 1154 100 U1 Turbine/Generator Full Power
02/13/04 1900 1154 100 U1 Turbine/Generator Full Power
02/13/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/13/04 2100 1154 100 U1 Turbine/Generator Full Power
02/13/04 2200 1153 99.9 U1 Turbine/Generator Full Power
02/13/04 2300 1153 100 U1 Turbine/Generator Full Power
02/13/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 0100 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 0300 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 0500 1154 100 U1 Turbine/Generator Full Power
02/14/04 0600 1154 100 U1 Turbine/Generator Full Power
02/14/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 0900 1154 100 U1 Turbine/Generator Full Power
02/14/04 1000 1154 100 U1 Turbine/Generator Full Power
02/14/04 1100 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 1200 1154 100 U1 Turbine/Generator Full Power
02/14/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 1400 1154 100 U1 Turbine/Generator Full Power
02/14/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 1700 1154 100 U1 Turbine/Generator Full Power
02/14/04 1800 1154 100 U1 Turbine/Generator Full Power
02/14/04 1900 1154 100 U1 Turbine/Generator Full Power
02/14/04 2000 1153 99.9 U1 Turbine/Generator Full Power
02/14/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/14/04 2300 1154 100 U1 Turbine/Generator Full Power
02/14/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 0100 1154 100.8 U1 Turbine/Generator Full Power
02/15/04 0200 1153 100 U1 Turbine/Generator Full Power
02/15/04 0300 1154 100 U1 Turbine/Generator Full Power
02/15/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 0500 1154 100 U1 Turbine/Generator Full Power
02/15/04 0600 1154 100 U1 Turbine/Generator Full Power
02/15/04 0700 1153 99.9 U1 Turbine/Generator Full Power
02/15/04 0800 1154 100 U1 Turbine/Generator Full Power
02/15/04 0900 1154 100 U1 Turbine/Generator Full Power
02/15/04 1000 1154 100 U1 Turbine/Generator Full Power
02/15/04 1100 1153 99.9 U1 Turbine/Generator Full Power



02/15/04 1200 1153 100 U1 Turbine/Generator Full Power
02/15/04 1300 1153 100 U1 Turbine/Generator Full Power
02/15/04 1400 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/15/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 1700 1154 100 U1 Turbine/Generator Full Power
02/15/04 1800 1155 100 U1 Turbine/Generator Full Power
02/15/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 2000 1154 100 U1 Turbine/Generator Full Power
02/15/04 2100 1154 100 U1 Turbine/Generator Full Power
02/15/04 2200 1154 99.9 U1 Turbine/Generator Full Power
02/15/04 2300 1154 100 U1 Turbine/Generator Full Power
02/15/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0800 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 1000 1154 100 U1 Turbine/Generator Full Power
02/16/04 1100 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 1200 1154 100 U1 Turbine/Generator Full Power
02/16/04 1300 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 1400 1153 100 U1 Turbine/Generator Full Power
02/16/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 1600 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 1800 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 2000 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/16/04 2200 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 2300 1153 99.9 U1 Turbine/Generator Full Power
02/16/04 2400 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 0100 1154 100 U1 Turbine/Generator Full Power
02/17/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 0300 1154 100 U1 Turbine/Generator Full Power
02/17/04 0400 1154 100 U1 Turbine/Generator Full Power
02/17/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 0600 1154 100 U1 Turbine/Generator Full Power
02/17/04 0700 1154 100 U1 Turbine/Generator Full Power
02/17/04 0800 1154 100 U1 Turbine/Generator Full Power
02/17/04 0900 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 1000 1155 99.9 U1 Turbine/Generator Full Power
02/17/04 1100 1154 100 U1 Turbine/Generator Full Power
02/17/04 1200 1153 100 U1 Turbine/Generator Full Power
02/17/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/17/04 1400 1153 100 U1 Turbine/Generator Full Power
02/17/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 1600 1153 100 U1 Turbine/Generator Full Power
02/17/04 1700 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 1800 1153 100 U1 Turbine/Generator Full Power



02/17/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/17/04 2000 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 2100 1154 99.9 U1 Turbine/Generator Full Power
02/17/04 2200 1154 100 U1 Turbine/Generator Full Power
02/17/04 2300 1154 100 U1 Turbine/Generator Full Power
02/17/04 2400 1154 100 U1 Turbine/Generator Full Power
02/18/04 0100 1154 100 U1 Turbine/Generator Full Power
02/18/04 0200 1154 100 U1 Turbine/Generator Full Power
02/18/04 0300 1153 100 U1 Turbine/Generator Full Power
02/18/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/18/04 0500 1154 100 U1 Turbine/Generator Full Power
02/18/04 0600 1153 100 U1 Turbine/Generator Full Power
02/18/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/18/04 0800 1154 100 U1 Turbine/Generator Full Power
02/18/04 0900 1153 100 U1 Turbine/Generator Full Power
02/18/04 1000 1153 100 U1 Turbine/Generator Full Power
02/18/04 1100 1153 100 U1 Turbine/Generator Full Power
02/18/04 1200 1154 100 U1 Turbine/Generator Full Power
02/18/04 1300 1153 100 U1 Turbine/Generator Full Power
02/18/04 1400 1153 100 U1 Turbine/Generator Full Power
02/18/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/18/04 1600 1154 100 U1 Turbine/Generator Full Power
02/18/04 1700 1153 100 U1 Turbine/Generator Full Power
02/18/04 1800 1153 99.9 U1 Turbine/Generator Full Power
02/18/04 1900 1154 99.9 U1 Turbine/Generator Full Power
02/18/04 2000 1153 99.9 U1 Turbine/Generator Full Power
02/18/04 2100 1154 100 U1 Turbine/Generator Full Power
02/18/04 2200 1154 100 U1 Turbine/Generator Full Power
02/18/04 2300 1154 100 U1 Turbine/Generator Full Power
02/18/04 2400 1153 100 U1 Turbine/Generator Full Power
02/19/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 0200 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 0300 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 0400 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 0500 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 0700 1154 100 U1 Turbine/Generator Full Power
02/19/04 0800 1153 100 U1 Turbine/Generator Full Power
02/19/04 0900 1153 100 U1 Turbine/Generator Full Power
02/19/04 1000 1154 100 U1 Turbine/Generator Full Power
02/19/04 1100 1153 100 U1 Turbine/Generator Full Power
02/19/04 1200 1154 100 U1 Turbine/Generator Full Power
02/19/04 1300 1153 100 U1 Turbine/Generator Full Power
02/19/04 1400 1153 100 U1 Turbine/Generator Full Power
02/19/04 1500 1154 99.9 U1 Turbine/Generator Full Power
02/19/04 1600 1152 99.9 U1 Turbine/Generator Full Power
02/19/04 1700 1154 100 U1 Turbine/Generator Full Power
02/19/04 1800 1152 99.9 U1 Turbine/Generator Full Power
02/19/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 2000 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 2100 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 2200 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 2300 1153 99.9 U1 Turbine/Generator Full Power
02/19/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 0100 1153 100 U1 Turbine/Generator Full Power



02/20/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 0300 1153 100 U1 Turbine/Generator Full Power
02/20/04 0400 1154 100 U1 Turbine/Generator Full Power
02/20/04 0500 1153 100 U1 Turbine/Generator Full Power
02/20/04 0600 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 0700 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 0800 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 0900 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1000 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1100 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1200 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1400 1152 99.9 U1 Turbine/Generator Full Power
02/20/04 1500 1152 100 U1 Turbine/Generator Full Power
02/20/04 1600 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1800 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 2000 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 2100 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 2200 1153 99.9 U1 Turbine/Generator Full Power
02/20/04 2300 1153 100 U1 Turbine/Generator Full Power
02/20/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0100 1154 99.9 U1 Turbine/Generator Full Power
02/21/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0300 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0500 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0600 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0700 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 0800 1153 100 U1 Turbine/Generator Full Power
02/21/04 0900 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 1000 1153 100 U1 Turbine/Generator Full Power
02/21/04 1100 1152 100 U1 Turbine/Generator Full Power
02/21/04 1200 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 1300 1152 99.9 U1 Turbine/Generator Full Power
02/21/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 1500 1152 100 U1 Turbine/Generator Full Power
02/21/04 1600 1152 100 U1 Turbine/Generator Full Power
02/21/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 1800 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 2000 1153 100 U1 Turbine/Generator Full Power
02/21/04 2100 1153 100 U1 Turbine/Generator Full Power
02/21/04 2200 1153 99.9 U1 Turbine/Generator Full Power
02/21/04 2300 1153 100 U1 Turbine/Generator Full Power
02/21/04 2400 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 0100 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 0300 1153 100 U1 Turbine/Generator Full Power
02/22/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 0500 1153 100 U1 Turbine/Generator Full Power
02/22/04 0600 1154 100 U1 Turbine/Generator Full Power
02/22/04 0700 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 0800 1153 100 U1 Turbine/Generator Full Power



02/22/04 0900 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 1000 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 1100 1153 100 U1 Turbine/Generator Full Power
02/22/04 1200 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 1300 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 1500 1152 99.9 U1 Turbine/Generator Full Power
02/22/04 1600 1153 100 U1 Turbine/Generator Full Power
02/22/04 1700 1152 100 U1 Turbine/Generator Full Power
02/22/04 1800 1152 100 U1 Turbine/Generator Full Power
02/22/04 1900 1152 99.9 U1 Turbine/Generator Full Power
02/22/04 2000 1153 100 U1 Turbine/Generator Full Power
02/22/04 2100 1153 99.9 U1 Turbine/Generator Full Power
02/22/04 2200 1153 100 U1 Turbine/Generator Full Power
02/22/04 2300 1153 100 U1 Turbine/Generator Full Power
02/22/04 2400 1152 99.9 U1 Turbine/Generator Full Power
02/23/04 0100 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 0200 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 0300 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 0400 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 0500 1154 99.9 U1 Turbine/Generator Full Power
02/23/04 0600 1154 99.9 U1 Turbine/Generator Full Power
02/23/04 0700 1154 99.9 U1 Turbine/Generator Full Power
02/23/04 0800 1153 100 U1 Turbine/Generator Full Power
02/23/04 0900 1153 100 U1 Turbine/Generator Full Power
02/23/04 1000 1154 99.9 U1 Turbine/Generator Full Power
02/23/04 1100 1153 100 U1 Turbine/Generator Full Power
02/23/04 1200 1154 99.9 U1 Turbine/Generator Full Power
02/23/04 1300 1153 100 U1 Turbine/Generator Full Power
02/23/04 1400 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 1500 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 1600 1153 100 U1 Turbine/Generator Full Power
02/23/04 1700 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 1800 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 1900 1153 99.9 U1 Turbine/Generator Full Power
02/23/04 2000 1153 99.9 20:21 U1 Started rampdown to 80% due to fouling of SCCW system
02/23/04 2100 1112 96.2 U1 Rampdown
02/23/04 2200 1047 90.2 U1 Rampdown
02/23/04 2300 985 85.3 U1 Rampdown
02/23/04 2400 878 80.7 U1 Rampdown
02/24/04 0100 870 80.1 01:00 U1 at 80% power.
02/24/04 0200 910 79.4 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0300 910 79.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0400 910 79.4 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0500 911 79.4 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0600 910 79.4 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0700 913 79.5 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0800 912 79.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 0900 913 79.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1000 910 80.3 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1100 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1200 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1300 910 80.5 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1400 909 80.5 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1500 910 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.



02/24/04 1600 911 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1700 910 80.5 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1800 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 1900 911 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 2000 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 2100 911 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 2200 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 2300 910 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/24/04 2400 913 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0100 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0200 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0300 911 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0400 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0500 911 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0600 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0700 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0800 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 0900 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1000 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1100 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1200 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1300 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1400 912 80.6 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1500 912 80.7 U1 Holding at 80% power due to degraded SCCW System cooling.
02/25/04 1600 908 80.6 16:00 U1 Started advance rampdown to 24% for high storm seas.
02/25/04 1700 730 66.6 U1 Rampdown to 24% in progress.
02/25/04 1800 549 52 U1 Rampdown to 24% in progress.
02/25/04 1900 408 42.1 U1 Rampdown to 24% in progress.
02/25/04 2000 305 33.6 20:55 U1 Rampdown to 24% complete.
02/25/04 2100 197 22.6 U1 Holding at 23% power for storm seas.
02/25/04 2200 190 22.3 U1 Holding at 23% power for storm seas.
02/25/04 2300 191 23.4 U1 Holding at 23% power for storm seas.
02/25/04 2400 191 23.3 U1 Holding at 23% power for storm seas.
02/26/04 0100 191 23.4 U1 Holding at 23% power for storm seas.
02/26/04 0200 191 23.3 U1 Holding at 23% power for storm seas.
02/26/04 0300 189 23.2 U1 Holding at 23% power for storm seas.
02/26/04 0400 189 23.3 U1 Holding at 23% power for storm seas.
02/26/04 0500 189 23.3 U1 Holding at 23% power for storm seas.
02/26/04 0600 188 23.3 U1 Holding at 23% power for storm seas.
02/26/04 0700 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 0800 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 0900 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1000 189 22.5 U1 Holding at 23% power for storm seas.
02/26/04 1100 188 23.1 U1 Holding at 23% power for storm seas.
02/26/04 1200 188 23.1 U1 Holding at 23% power for storm seas.
02/26/04 1300 189 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1400 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1500 188 23.3 U1 Holding at 23% power for storm seas.
02/26/04 1600 189 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1700 189 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1800 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 1900 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 2000 188 23.3 U1 Holding at 23% power for storm seas.
02/26/04 2100 188 23.2 U1 Holding at 23% power for storm seas.
02/26/04 2200 188 23.2 U1 Holding at 23% power for storm seas.



02/26/04 2300 189 23.4 U1 Holding at 23% power for storm seas.
02/26/04 2400 189 23.2 U1 Holding at 23% power for storm seas.
02/27/04 0100 188 22.4 U1 Holding at 23% power for storm seas.
02/27/04 0200 188 23.2 U1 Holding at 23% power for storm seas.
02/27/04 0300 188 23.2 03:03 U1 Commenced ramp-up to 85% power.
02/27/04 0400 351 35.4 U1 Ramp-up to 85% power in progress.
02/27/04 0500 567 54.7 U1 Ramp-up to 85% power in progress.
02/27/04 0600 766 68.6 U1 Ramp-up to 85% power in progress.
02/27/04 0700 959 84.3 07:22 U1 Completed ramping up to 85% power.
02/27/04 0800 970 85.2 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 0900 968 85.3 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1000 968 84.9 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1100 968 84.8 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1200 967 85.1 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1300 969 85.2 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1400 967 85 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1500 969 85.2 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1600 967 85 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1700 968 85 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1800 965 84.9 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 1900 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 2000 969 85.2 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 2100 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 2200 970 85.3 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 2300 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/27/04 2400 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0100 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0300 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0400 973 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0500 973 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0700 973 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 0900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1800 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 1900 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 2000 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 2100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 2200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 2300 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/28/04 2400 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0400 980 86 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0500 980 86 U1 Holding at 85% power due to degraded SCCW System cooling.



02/29/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0800 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 0900 972 86.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1000 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1100 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1200 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1300 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1400 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1800 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 1900 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 2000 971 85.3 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 2100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 2200 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 2300 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
02/29/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0800 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 0900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1700 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1800 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 1900 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 2000 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 2100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 2300 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/01/04 2400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0100 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0200 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0300 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0400 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0500 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0700 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 0900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1000 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.



03/02/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1500 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 1900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 2000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 2100 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 2300 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/02/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0500 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 0900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1600 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1700 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1800 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 1900 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 2000 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 2100 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 2300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/03/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0300 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0600 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0700 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0800 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 0900 972 85.3 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1000 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1300 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1500 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1600 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1700 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1800 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 1900 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.



03/04/04 2000 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 2100 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 2300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/04/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0400 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0700 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0800 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 0900 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1200 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1500 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1700 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1800 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 1900 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 2000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 2100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 2300 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/05/04 2400 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0500 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0600 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0800 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 0900 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1000 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1100 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1200 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1500 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 1900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 2000 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 2100 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 2200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 2300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/06/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0100 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.



03/07/04 0300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0400 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0500 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0600 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0700 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0800 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 0900 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1000 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1100 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1200 972 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1300 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1500 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1600 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1700 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1800 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 1900 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 2000 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 2100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 2200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 2300 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/07/04 2400 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0300 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0500 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0600 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0700 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0800 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 0900 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1000 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1200 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1300 972 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1400 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1500 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1600 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1700 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1800 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 1900 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 2000 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 2100 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 2200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 2300 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/08/04 2400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0100 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0200 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0300 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0400 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0500 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0600 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0700 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0800 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 0900 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.



03/09/04 1000 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1200 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1300 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1400 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1500 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1600 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1700 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1800 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 1900 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 2000 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 2100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 2200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 2300 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/09/04 2400 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0100 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0200 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0300 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0400 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0500 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0600 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0700 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0800 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 0900 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1000 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1100 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1200 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1300 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1400 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1500 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1600 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1700 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1800 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 1900 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 2000 971 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 2100 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 2200 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 2300 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/10/04 2400 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0100 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0200 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0300 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0400 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0500 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0600 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0700 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0800 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 0900 969 85.3 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1000 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1100 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1200 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1300 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1400 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1500 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1600 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.



03/11/04 1700 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1800 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 1900 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 2000 969 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 2100 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 2200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 2300 970 85.4 U1 Holding at 85% power due to degraded SCCW System cooling.
03/11/04 2400 970 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0100 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0200 971 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0300 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0400 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0500 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0600 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0800 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 0900 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1000 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1200 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1300 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1500 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1600 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1700 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1800 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 1900 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 2000 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 2100 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 2200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 2300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/12/04 2400 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0100 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0400 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0500 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0600 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0700 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0800 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 0900 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1000 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1100 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1300 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1600 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1800 973 85.5 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 1900 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 2000 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 2100 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 2200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/13/04 2300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.



03/13/04 2400 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0200 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0300 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0400 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0500 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0600 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0700 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0800 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 0900 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1000 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1100 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1400 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1500 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1600 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1700 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1800 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 1900 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 2000 973 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 2100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 2200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 2300 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/14/04 2400 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0200 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0400 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0500 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0600 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0800 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 0900 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1000 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1200 973 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1400 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1500 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1600 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1700 984 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1800 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 1900 984 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 2000 984 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 2100 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 2200 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 2300 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/15/04 2400 984 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0100 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0200 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0300 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0400 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0500 983 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0600 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.



03/16/04 0700 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0800 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 0900 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1000 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1100 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1200 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1300 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1400 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1500 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1600 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1700 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1800 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 1900 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 2000 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 2100 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 2200 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 2300 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/16/04 2400 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0100 981 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0200 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0300 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0400 982 87 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0500 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0600 973 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0700 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0800 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 0900 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1000 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1200 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1300 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1500 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1600 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1800 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 1900 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 2000 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 2100 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 2200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 2300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/17/04 2400 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0100 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0600 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0800 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 0900 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1000 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1100 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.



03/18/04 1400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1600 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1700 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1800 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 1900 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 2000 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 2100 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 2200 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 2300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/18/04 2400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0100 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0600 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0700 972 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0800 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 0900 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1000 970 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1100 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1200 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1300 970 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1400 970 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1500 970 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1600 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1700 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1800 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 1900 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 2000 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 2100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 2200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 2300 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/19/04 2400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0100 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0200 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0400 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0600 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0700 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0800 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 0900 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1000 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1100 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1200 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1300 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1400 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1500 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1600 973 85 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1800 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 1900 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 2000 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.



03/20/04 2100 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 2200 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 2300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/20/04 2400 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0100 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0200 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0400 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0500 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0600 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0700 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0800 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 0900 971 85.6 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1000 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1100 971 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1200 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1300 971 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1400 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1500 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1600 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1700 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1800 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 1900 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 2000 972 85.8 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 2100 972 85.7 U1 Holding at 85% power due to degraded SCCW System cooling.
03/21/04 2200 972 85.7 22:00 U1 Start of shutdown for 1R12 Refueling Outage
03/21/04 2300 798 72.6 1R12 Shutdown in progess
03/21/04 2400 577 54.9 1R12 Shutdown in progess
03/22/04 0100 347 39 1R12 Shutdown in progess
03/22/04 0200 118 14.4 1R12 Shutdown in progess
03/22/04 0300 49 10.1 03:08 U1 Off-line.  1R12 Refueling Outage Started.
03/22/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/22/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0300 0 0 U1 1R12 Refueling Outage in progress.



03/23/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/23/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/24/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1000 0 0 U1 1R12 Refueling Outage in progress.



03/25/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/25/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/26/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1700 0 0 U1 1R12 Refueling Outage in progress.



03/27/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/27/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/28/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/29/04 2400 0 0 U1 1R12 Refueling Outage in progress.



03/30/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/30/04 2400 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0100 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0200 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0300 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0400 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0500 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0600 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0700 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0800 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 0900 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1000 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1100 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1200 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1300 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1400 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1500 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1600 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1700 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1800 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 1900 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 2000 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 2100 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 2200 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 2300 0 0 U1 1R12 Refueling Outage in progress.
03/31/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0700 0 0 U1 1R12 Refueling Outage in progress.



04/01/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/01/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/02/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1400 0 0 U1 1R12 Refueling Outage in progress.



04/03/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/03/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/04/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 2100 0 0 U1 1R12 Refueling Outage in progress.



04/05/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/05/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/06/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/07/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0400 0 0 U1 1R12 Refueling Outage in progress.



04/08/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/08/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/09/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1100 0 0 U1 1R12 Refueling Outage in progress.



04/10/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/10/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/11/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 1800 0 0 U1 1R12 Refueling Outage in progress.



04/12/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/12/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/13/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/14/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0100 0 0 U1 1R12 Refueling Outage in progress.



04/15/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/15/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/17/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 0800 0 0 U1 1R12 Refueling Outage in progress.



04/18/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/18/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/19/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1500 0 0 U1 1R12 Refueling Outage in progress.



04/20/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/20/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/21/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 2200 0 0 U1 1R12 Refueling Outage in progress.



04/22/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/22/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/23/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/24/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0500 0 0 U1 1R12 Refueling Outage in progress.



04/25/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/25/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/26/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1200 0 0 U1 1R12 Refueling Outage in progress.



04/27/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/27/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/28/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 1900 0 0 U1 1R12 Refueling Outage in progress.



04/29/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/29/04 2400 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0100 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0200 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0300 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0400 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0500 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0600 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0700 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0800 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 0900 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1000 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1100 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1200 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1300 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1400 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1500 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1600 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1700 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1800 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 1900 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 2000 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 2100 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 2200 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 2300 0 0 U1 1R12 Refueling Outage in progress.
04/30/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/01/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0200 0 0 U1 1R12 Refueling Outage in progress.



05/02/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/02/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/03/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 0900 0 0 U1 1R12 Refueling Outage in progress.



05/04/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/04/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/05/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1600 0 0 U1 1R12 Refueling Outage in progress.



05/06/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/06/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/07/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/08/04 2300 0 0 U1 1R12 Refueling Outage in progress.



05/08/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/09/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/10/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0600 0 0 U1 1R12 Refueling Outage in progress.



05/11/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/11/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/12/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1300 0 0 U1 1R12 Refueling Outage in progress.



05/13/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/13/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/14/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 2000 0 0 U1 1R12 Refueling Outage in progress.



05/15/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/15/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/16/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/17/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0300 0 0 U1 1R12 Refueling Outage in progress.



05/18/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/18/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/19/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1000 0 0 U1 1R12 Refueling Outage in progress.



05/20/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/20/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/21/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1700 0 0 U1 1R12 Refueling Outage in progress.



05/22/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/22/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/23/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/24/04 2400 0 0 U1 1R12 Refueling Outage in progress.



05/25/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/25/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/26/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0700 0 0 U1 1R12 Refueling Outage in progress.



05/27/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/27/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/28/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1400 0 0 U1 1R12 Refueling Outage in progress.



05/29/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/29/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 2100 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/30/04 2400 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0100 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0200 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0300 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0400 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0500 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0600 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0700 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0800 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 0900 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1000 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1100 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1200 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1300 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1400 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1500 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1600 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1700 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1800 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 1900 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 2000 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 2100 0 0 U1 1R12 Refueling Outage in progress.



05/31/04 2200 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 2300 0 0 U1 1R12 Refueling Outage in progress.
05/31/04 2400 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0100 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0200 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0300 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0400 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0500 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0600 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0700 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0800 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 0900 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1000 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1100 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1200 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1300 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1400 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1500 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1600 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1700 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1800 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 1900 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 2000 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 2100 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 2200 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 2300 0 0 U1 1R12 Refueling Outage in progress.
06/01/04 2400 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0100 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0200 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0300 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0400 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0500 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0600 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0700 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0800 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 0900 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1000 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1100 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1200 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1300 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1400 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1500 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1600 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1700 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1800 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 1900 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 2000 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 2100 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 2200 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 2300 0 0 U1 1R12 Refueling Outage in progress.
06/02/04 2400 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0100 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0200 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0300 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0400 0 0 U1 1R12 Refueling Outage in progress.



06/03/04 0500 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0600 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0700 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0800 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 0900 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1000 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1100 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1200 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1300 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1400 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1500 0 0 U1 1R12 Refueling Outage in progress.
06/03/04 1600 0 1.6 U1 1R12 Refueling Outage in progress.
06/03/04 1700 0 1.4 U1 1R12 Refueling Outage in progress.
06/03/04 1800 0 1.4 U1 1R12 Refueling Outage in progress.
06/03/04 1900 0 1.5 U1 1R12 Refueling Outage in progress.
06/03/04 2000 0 1.6 U1 1R12 Refueling Outage in progress.
06/03/04 2100 0 1.5 U1 1R12 Refueling Outage in progress.
06/03/04 2200 0 1.5 U1 1R12 Refueling Outage in progress.
06/03/04 2300 0 1.5 U1 1R12 Refueling Outage in progress.
06/03/04 2400 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0100 0 1.6 U1 1R12 Refueling Outage in progress.
06/04/04 0200 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0300 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0400 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0500 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0600 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0700 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0800 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 0900 0 1.5 U1 1R12 Refueling Outage in progress.
06/04/04 1000 0 1.4 U1 1R12 Refueling Outage in progress.
06/04/04 1100 0 1.4 U1 1R12 Refueling Outage in progress.
06/04/04 1200 0 1.4 U1 1R12 Refueling Outage in progress.
06/04/04 1300 0 1.3 U1 1R12 Refueling Outage in progress.
06/04/04 1400 0 1.4 U1 1R12 Refueling Outage in progress.
06/04/04 1500 0 1.3 U1 1R12 Refueling Outage in progress.
06/04/04 1600 0 2.1 U1 1R12 Refueling Outage in progress.
06/04/04 1700 0 2.3 U1 1R12 Refueling Outage in progress.
06/04/04 1800 0 2.5 U1 1R12 Refueling Outage in progress.
06/04/04 1900 0 2.2 U1 1R12 Refueling Outage in progress.
06/04/04 2000 0 2 U1 1R12 Refueling Outage in progress.
06/04/04 2100 0 2 U1 1R12 Refueling Outage in progress.
06/04/04 2200 0 2.2 U1 1R12 Refueling Outage in progress.
06/04/04 2300 0 2.5 U1 1R12 Refueling Outage in progress.
06/04/04 2400 0 2.8 U1 1R12 Refueling Outage in progress.
06/05/04 0100 0 2.5 U1 1R12 Refueling Outage in progress.
06/05/04 0200 0 2.3 U1 1R12 Refueling Outage in progress.
06/05/04 0300 0 2.2 U1 1R12 Refueling Outage in progress.
06/05/04 0400 0 2.3 U1 1R12 Refueling Outage in progress.
06/05/04 0500 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 0600 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 0700 0 2 U1 1R12 Refueling Outage in progress.
06/05/04 0800 0 2.1 U1 1R12 Refueling Outage in progress.
06/05/04 0900 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 1000 0 2.3 U1 1R12 Refueling Outage in progress.
06/05/04 1100 0 2.5 U1 1R12 Refueling Outage in progress.



06/05/04 1200 0 2.8 U1 1R12 Refueling Outage in progress.
06/05/04 1300 0 2.9 U1 1R12 Refueling Outage in progress.
06/05/04 1400 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 1500 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 1600 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 1700 0 2.2 U1 1R12 Refueling Outage in progress.
06/05/04 1800 0 2.4 U1 1R12 Refueling Outage in progress.
06/05/04 1900 0 2.7 U1 1R12 Refueling Outage in progress.
06/05/04 2000 0 3.1 U1 1R12 Refueling Outage in progress.
06/05/04 2100 0 3.9 U1 1R12 Refueling Outage in progress.
06/05/04 2200 0 4.1 U1 1R12 Refueling Outage in progress.
06/05/04 2300 0 4 U1 1R12 Refueling Outage in progress.
06/05/04 2400 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 0100 0 3.8 U1 1R12 Refueling Outage in progress.
06/06/04 0200 0 4 U1 1R12 Refueling Outage in progress.
06/06/04 0300 0 3.8 U1 1R12 Refueling Outage in progress.
06/06/04 0400 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 0500 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 0600 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 0700 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 0800 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 0900 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 1000 0 3.5 U1 1R12 Refueling Outage in progress.
06/06/04 1100 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 1200 0 3.5 U1 1R12 Refueling Outage in progress.
06/06/04 1300 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 1400 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 1500 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 1600 0 3.8 U1 1R12 Refueling Outage in progress.
06/06/04 1700 0 3.7 U1 1R12 Refueling Outage in progress.
06/06/04 1800 0 3.8 U1 1R12 Refueling Outage in progress.
06/06/04 1900 0 4 U1 1R12 Refueling Outage in progress.
06/06/04 2000 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 2100 0 3.8 U1 1R12 Refueling Outage in progress.
06/06/04 2200 0 4.1 U1 1R12 Refueling Outage in progress.
06/06/04 2300 0 3.9 U1 1R12 Refueling Outage in progress.
06/06/04 2400 0 3.8 U1 1R12 Refueling Outage in progress.
06/07/04 0100 0 3.7 U1 1R12 Refueling Outage in progress.
06/07/04 0200 0 3.8 U1 1R12 Refueling Outage in progress.
06/07/04 0300 0 7.2 U1 1R12 Refueling Outage in progress.
06/07/04 0400 0 8 U1 1R12 Refueling Outage in progress.
06/07/04 0500 0 7.8 U1 1R12 Refueling Outage in progress.
06/07/04 0600 0 8 U1 1R12 Refueling Outage in progress.
06/07/04 0700 0 7.8 U1 1R12 Refueling Outage in progress.
06/07/04 0800 0 8 U1 1R12 Refueling Outage in progress.
06/07/04 0900 0 11 U1 1R12 Refueling Outage in progress.
06/07/04 1000 0 11.9 U1 1R12 Refueling Outage in progress.
06/07/04 1100 0 11.3 U1 1R12 Refueling Outage in progress.
06/07/04 1200 0 11.4 U1 1R12 Refueling Outage in progress.
06/07/04 1300 0 11.3 U1 1R12 Refueling Outage in progress.
06/07/04 1400 0 11.4 U1 14:58 Paralleled to the Grid.  1R12 Outage Complete.
06/07/04 1500 42 11.8 U1 Post 1R12 Power Ascension
06/07/04 1600 185 22.1 U1 Post 1R12 Power Ascension
06/07/04 1700 252 26.1 U1 Post 1R12 Power Ascension
06/07/04 1800 250 25.6 U1 Post 1R12 Power Ascension



06/07/04 1900 250 25.5 U1 Post 1R12 Power Ascension
06/07/04 2000 249 25.5 U1 Post 1R12 Power Ascension
06/07/04 2100 247 25.1 U1 Post 1R12 Power Ascension
06/07/04 2200 248 25.2 U1 Post 1R12 Power Ascension
06/07/04 2300 247 25.3 U1 Post 1R12 Power Ascension
06/07/04 2400 250 25.6 U1 Post 1R12 Power Ascension
06/08/04 0100 252 25.9 U1 Post 1R12 Power Ascension
06/08/04 0200 252 25.8 U1 Post 1R12 Power Ascension
06/08/04 0300 251 25.9 U1 Post 1R12 Power Ascension
06/08/04 0400 252 25.9 U1 Post 1R12 Power Ascension
06/08/04 0500 252 28 U1 Post 1R12 Power Ascension
06/08/04 0600 255 28.4 U1 Post 1R12 Power Ascension
06/08/04 0700 254 28.3 U1 Post 1R12 Power Ascension
06/08/04 0800 254 28.4 U1 Post 1R12 Power Ascension
06/08/04 0900 254 28.5 U1 Post 1R12 Power Ascension
06/08/04 1000 254 28.5 U1 Post 1R12 Power Ascension
06/08/04 1100 254 28.6 U1 Post 1R12 Power Ascension
06/08/04 1200 254 28.6 U1 Post 1R12 Power Ascension
06/08/04 1300 253 28.5 U1 Post 1R12 Power Ascension
06/08/04 1400 260 28.5 U1 Post 1R12 Power Ascension
06/08/04 1500 260 28.3 U1 Post 1R12 Power Ascension
06/08/04 1600 258 28.9 U1 Post 1R12 Power Ascension
06/08/04 1700 268 29.6 U1 Post 1R12 Power Ascension
06/08/04 1800 264 32.1 U1 Post 1R12 Power Ascension
06/08/04 1900 265 32.3 U1 Post 1R12 Power Ascension
06/08/04 2000 266 32.3 U1 Post 1R12 Power Ascension
06/08/04 2100 267 32.3 U1 Post 1R12 Power Ascension
06/08/04 2200 266 32.2 U1 Post 1R12 Power Ascension
06/08/04 2300 267 32.2 U1 Post 1R12 Power Ascension
06/08/04 2400 245 32.4 U1 Post 1R12 Power Ascension
06/09/04 0100 246 32.5 U1 Post 1R12 Power Ascension
06/09/04 0200 244 32.4 U1 Post 1R12 Power Ascension
06/09/04 0300 260 33.7 U1 Post 1R12 Power Ascension
06/09/04 0400 271 35.8 U1 Post 1R12 Power Ascension
06/09/04 0500 293 35.7 U1 Post 1R12 Power Ascension
06/09/04 0600 317 37.9 U1 Post 1R12 Power Ascension
06/09/04 0700 339 39.3 U1 Post 1R12 Power Ascension
06/09/04 0800 364 41.6 U1 Post 1R12 Power Ascension
06/09/04 0900 386 43.5 U1 Post 1R12 Power Ascension
06/09/04 1000 411 45.8 U1 Post 1R12 Power Ascension
06/09/04 1100 414 45.8 U1 Post 1R12 Power Ascension
06/09/04 1200 412 46.1 U1 Post 1R12 Power Ascension
06/09/04 1300 414 45.9 U1 Post 1R12 Power Ascension
06/09/04 1400 413 46.3 U1 Post 1R12 Power Ascension
06/09/04 1500 412 46.2 U1 Post 1R12 Power Ascension
06/09/04 1600 423 46.1 U1 Post 1R12 Power Ascension
06/09/04 1700 423 46.2 U1 Post 1R12 Power Ascension
06/09/04 1800 423 46.4 U1 Post 1R12 Power Ascension
06/09/04 1900 424 46.5 U1 Post 1R12 Power Ascension
06/09/04 2000 425 46.8 U1 Post 1R12 Power Ascension
06/09/04 2100 445 46.5 U1 21:32 Hold at 48% RX Power.
06/09/04 2200 458 47.9 U1 Holding at 48% RX Power.
06/09/04 2300 457 47.8 U1 Holding at 48% RX Power.
06/09/04 2400 455 47.7 U1 Holding at 48% RX Power.
06/10/04 0100 458 47.8 U1 Holding at 48% RX Power.



06/10/04 0200 456 47.8 U1 Holding at 48% RX Power.
06/10/04 0300 456 47.8 U1 Holding at 48% RX Power.
06/10/04 0400 457 47.8 U1 Holding at 48% RX Power.
06/10/04 0500 456 47.8 U1 Holding at 48% RX Power.
06/10/04 0600 458 47.8 U1 Holding at 48% RX Power.
06/10/04 0700 457 47.8 U1 Holding at 48% RX Power.
06/10/04 0800 457 47.8 U1 Holding at 48% RX Power.
06/10/04 0900 457 47.9 U1 Holding at 48% RX Power.
06/10/04 1000 457 47.8 U1 Holding at 48% RX Power.
06/10/04 1100 457 47.9 U1 Holding at 48% RX Power.
06/10/04 1200 457 48.1 U1 Holding at 48% RX Power.
06/10/04 1300 456 47.8 U1 Holding at 48% RX Power.
06/10/04 1400 456 48 U1 Holding at 48% RX Power.
06/10/04 1500 458 48 U1 Holding at 48% RX Power.
06/10/04 1600 456 47.9 U1 Holding at 48% RX Power.
06/10/04 1700 456 47.9 U1 Holding at 48% RX Power.
06/10/04 1800 456 47.9 U1 Holding at 48% RX Power.
06/10/04 1900 458 47.9 U1 Holding at 48% RX Power.
06/10/04 2000 458 48 U1 Holding at 48% RX Power.
06/10/04 2100 458 47.9 U1 Holding at 48% RX Power.
06/10/04 2200 458 48 U1 Holding at 48% RX Power.
06/10/04 2300 458 48 U1 Holding at 48% RX Power.
06/10/04 2400 457 48 U1 Holding at 48% RX Power.
06/11/04 0100 457 47.9 U1 Holding at 48% RX Power.
06/11/04 0200 456 47.9 U1 Holding at 48% RX Power.
06/11/04 0300 460 48 U1 Holding at 48% RX Power.
06/11/04 0400 461 48 U1 Holding at 48% RX Power.
06/11/04 0500 462 47.9 U1 Holding at 48% RX Power.
06/11/04 0600 461 47.9 U1 Holding at 48% RX Power.
06/11/04 0700 462 48 U1 Holding at 48% RX Power.
06/11/04 0800 462 48 U1 Holding at 48% RX Power.
06/11/04 0900 462 48 U1 Holding at 48% RX Power.
06/11/04 1000 482 48 U1 Holding at 48% RX Power.
06/11/04 1100 482 47.9 U1 Holding at 48% RX Power.
06/11/04 1200 482 47.9 U1 Holding at 48% RX Power.
06/11/04 1300 482 47.9 U1 Holding at 48% RX Power.
06/11/04 1400 482 47.8 U1 Holding at 48% RX Power.
06/11/04 1500 482 47.8 U1 Holding at 48% RX Power.
06/11/04 1600 482 47.9 U1 Holding at 48% RX Power.
06/11/04 1700 482 47.9 U1 Holding at 48% RX Power.
06/11/04 1800 483 47.9 U1 Holding at 48% RX Power.
06/11/04 1900 483 48 U1 Holding at 48% RX Power.
06/11/04 2000 484 48 U1 Holding at 48% RX Power.
06/11/04 2100 484 48 U1 Holding at 48% RX Power.
06/11/04 2200 484 48.1 U1 Holding at 48% RX Power.
06/11/04 2300 476 47.4 U1 Holding at 48% RX Power.
06/11/04 2400 476 47.5 U1 Holding at 48% RX Power.
06/12/04 0100 478 47.6 U1 Holding at 48% RX Power.
06/12/04 0200 480 47.8 U1 Holding at 48% RX Power.
06/12/04 0300 481 47.8 U1 Holding at 48% RX Power.
06/12/04 0400 480 47.9 U1 Holding at 48% RX Power.
06/12/04 0500 480 47.8 U1 Holding at 48% RX Power.
06/12/04 0600 480 47.8 U1 Holding at 48% RX Power.
06/12/04 0700 481 47.9 U1 Holding at 48% RX Power.
06/12/04 0800 481 47.9 U1 08:02 started ramp-down to repair MSR pilot RV-2A.



06/12/04 0900 354 37.5 U1 Ramp-down for work on MSR pilot RV-2A.
06/12/04 1000 222 28.1 U1 Ramp-down for work on MSR pilot RV-2A.
06/12/04 1100 97 14.9 U1 Ramp-down for work on MSR pilot RV-2A.
06/12/04 1200 47 12.9 U1 12:10 Off-Line for repair of MSR pilot RV-2A.
06/12/04 1300 0 13.5 U1 Off-line for MSR pilot RV-2A repair work.
06/12/04 1400 0 13.4 U1 Off-line for MSR pilot RV-2A repair work.
06/12/04 1500 0 13.7 U1 Off-line for MSR pilot RV-2A repair work.
06/12/04 1600 0 14.5 U1 16:13 Paralled to the Grid.
06/12/04 1700 156 20.5 U1 Restart of Power Ascension.
06/12/04 1800 337 37.3 U1 1R12 Power Ascension period No. 2 
06/12/04 1900 356 41.5 U1 1R12 Power Ascension period No. 2 
06/12/04 2000 355 41.6 U1 1R12 Power Ascension period No. 2 
06/12/04 2100 363 42.6 U1 1R12 Power Ascension period No. 2 
06/12/04 2200 360 42.6 U1 1R12 Power Ascension period No. 2 
06/12/04 2300 370 42 U1 1R12 Power Ascension period No. 2 
06/12/04 2400 395 42.1 U1 1R12 Power Ascension period No. 2 
06/13/04 0100 400 42.5 U1 1R12 Power Ascension period No. 2 
06/13/04 0200 423 44.4 U1 1R12 Power Ascension period No. 2 
06/13/04 0300 446 46.5 U1 03:38 Completed ramp-up to 48% RX Power. 
06/13/04 0400 467 48.3 U1 Holding at 48% RX Power.
06/13/04 0500 466 48.3 U1 Holding at 48% RX Power.
06/13/04 0600 465 48.3 U1 Holding at 48% RX Power.
06/13/04 0700 465 48 U1 Holding at 48% RX Power.
06/13/04 0800 464 48 U1 Holding at 48% RX Power.
06/13/04 0900 465 48.1 U1 Holding at 48% RX Power.
06/13/04 1000 465 48.3 U1 Holding at 48% RX Power.
06/13/04 1100 465 48.4 U1 11:09 Commenced ramp-up to 55% RX Power.
06/13/04 1200 485 50 U1 14:38 Completed ramp-up to 55% RX Power.
06/13/04 1300 506 51.9 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1400 530 54 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1500 545 55.4 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1600 543 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1700 543 54.9 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1800 543 54.9 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 1900 544 54.9 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 2000 544 54.9 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 2100 545 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 2200 545 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 2300 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/13/04 2400 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0100 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0200 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0300 544 55 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0400 547 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0500 545 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0600 570 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0700 546 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0800 545 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 0900 547 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1000 545 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1100 545 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1200 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1300 543 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1400 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1500 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.



06/14/04 1600 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1700 544 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1800 544 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 1900 545 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 2000 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 2100 547 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 2200 547 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 2300 545 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/14/04 2400 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0100 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0200 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0300 543 55 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0400 544 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0500 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0600 544 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0700 540 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0800 539 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 0900 539 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1000 539 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1100 538 55.1 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1200 538 55 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1300 537 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1400 562 55.2 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1500 564 55.3 U1 Holding at 55% RX Power for saltwater leak detection.
06/15/04 1600 564 55.1 U1 16:11 Commenced ramp-up to 73% RX Power.
06/15/04 1700 582 56.6 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 1800 605 58.4 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 1900 626 60.1 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 2000 648 62 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 2100 674 64 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 2200 706 66.7 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 2300 741 69.6 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/15/04 2400 776 72.6 U1 1R12 Continuted Power Ascension period No. 2 ramp-up to 73%.
06/16/04 0100 784 73.4 00:13 U1 Ramp-up to 73% complete.
06/16/04 0200 784 73.3 U1 Holding at 73%.
06/16/04 0300 784 73.1 U1 Holding at 73%.
06/16/04 0400 783 73.1 04:19 U1 Commenced ramp-up from 73% to 90% RX Power.
06/16/04 0500 793 73.9 U1 Ramping up to 90% power.
06/16/04 0600 827 76.7 U1 Ramping up to 90% power.
06/16/04 0700 861 79.3 U1 Ramping up to 90% power.
06/16/04 0800 888 82 U1 Ramping up to 90% power.
06/16/04 0900 919 84.2 U1 Ramping up to 90% power.
06/16/04 1000 950 86.8 U1 Ramping up to 90% power.
06/16/04 1100 982 89.3 U1 Ramping up to 90% power.
06/16/04 1200 1006 91.5 12:11 U1 Completed ramp-up to 92% power.
06/16/04 1300 1007 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1400 1009 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1500 1009 91.7 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1600 1008 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1700 1008 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1800 1009 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 1900 1010 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 2000 1011 92 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 2100 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 2200 1010 91.9 U1 Holding at 92% for planned Power Ascension testing.



06/16/04 2300 1010 92.1 U1 Holding at 92% for planned Power Ascension testing.
06/16/04 2400 1011 92.1 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0100 1005 91.4 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0200 1008 91.8 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0300 1012 92.2 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0400 1011 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0500 1012 92.1 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0600 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0700 1012 92.1 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0800 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 0900 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1000 1009 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1100 1009 92.1 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1200 1009 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1300 1009 91.9 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1400 1009 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1500 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1600 1010 92 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1700 1016 91.2 U1 Holding at 92% for planned Power Ascension testing.
06/17/04 1800 1016 91 18:12 U1 Ramping up from 92% to 100% RX Power.
06/17/04 1900 1037 92.7 U1 Ramp-up to 100% in progress.
06/17/04 2000 1061 95.8 U1 Ramp-up to 100% in progress.
06/17/04 2100 1096 98.6 21:51 U1 at 100% Reactor Power, 1109 MWe.
06/17/04 2200 1108 100 U1 Continued Turbine/Generator ramp-up.
06/17/04 2300 1109 100 U1 Continued Turbine/Generator ramp-up.
06/17/04 2400 1109 100 U1 Continued Turbine/Generator ramp-up.
06/18/04 0100 1108 99.9 U1 Continued Turbine/Generator ramp-up.
06/18/04 0200 1109 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 0300 1108 99.9 U1 Continued Turbine/Generator ramp-up.
06/18/04 0400 1109 99.9 U1 Continued Turbine/Generator ramp-up.
06/18/04 0500 1109 99.9 U1 Continued Turbine/Generator ramp-up.
06/18/04 0600 1109 99.9 U1 Continued Turbine/Generator ramp-up.
06/18/04 0700 1108 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 0800 1108 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 0900 1107 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 1000 1108 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 1100 1113 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 1200 1114 99.8 U1 Continued Turbine/Generator ramp-up.
06/18/04 1300 1111 99.7 U1 Continued Turbine/Generator ramp-up.
06/18/04 1400 1128 99.4 U1 Continued Turbine/Generator ramp-up.
06/18/04 1500 1131 99.4 U1 Continued Turbine/Generator ramp-up.
06/18/04 1600 1135 99.7 U1 Continued Turbine/Generator ramp-up.
06/18/04 1700 1139 100 U1 Continued Turbine/Generator ramp-up.
06/18/04 1800 1139 100 U1 Continued Turbine/Generator ramp-up.
06/18/04 1900 1140 100 U1 100% Turbine/Generator output.  End 1R12 Power Ascension.
06/18/04 2000 1139 100 U1 Turbine/Generator Full Power
06/18/04 2100 1140 100 U1 Turbine/Generator Full Power
06/18/04 2200 1140 100 U1 Turbine/Generator Full Power
06/18/04 2300 1140 100 U1 Turbine/Generator Full Power
06/18/04 2400 1140 100 U1 Turbine/Generator Full Power
06/19/04 0100 1139 100 U1 Turbine/Generator Full Power
06/19/04 0200 1139 100 U1 Turbine/Generator Full Power
06/19/04 0300 1140 100 U1 Turbine/Generator Full Power
06/19/04 0400 1140 100 U1 Turbine/Generator Full Power
06/19/04 0500 1139 100 U1 Turbine/Generator Full Power



06/19/04 0600 1140 100 U1 Turbine/Generator Full Power
06/19/04 0700 1140 100 U1 Turbine/Generator Full Power
06/19/04 0800 1138 100 U1 Turbine/Generator Full Power
06/19/04 0900 1137 100 U1 Turbine/Generator Full Power
06/19/04 1000 1138 99.9 U1 Turbine/Generator Full Power
06/19/04 1100 1139 100 U1 Turbine/Generator Full Power
06/19/04 1200 1139 100 U1 Turbine/Generator Full Power
06/19/04 1300 1139 100 U1 Turbine/Generator Full Power
06/19/04 1400 1139 100 U1 Turbine/Generator Full Power
06/19/04 1500 1139 100 U1 Turbine/Generator Full Power
06/19/04 1600 1138 99.9 U1 Turbine/Generator Full Power
06/19/04 1700 1138 100 U1 Turbine/Generator Full Power
06/19/04 1800 1138 100 U1 Turbine/Generator Full Power
06/19/04 1900 1139 99.9 U1 Turbine/Generator Full Power
06/19/04 2000 1140 100 U1 Turbine/Generator Full Power
06/19/04 2100 1140 100 U1 Turbine/Generator Full Power
06/19/04 2200 1140 100 U1 Turbine/Generator Full Power
06/19/04 2300 1140 100 U1 Turbine/Generator Full Power
06/19/04 2400 1139 100 U1 Turbine/Generator Full Power
06/20/04 0100 1140 100 U1 Turbine/Generator Full Power
06/20/04 0200 1141 100 U1 Turbine/Generator Full Power
06/20/04 0300 1140 100 U1 Turbine/Generator Full Power
06/20/04 0400 1140 100 U1 Turbine/Generator Full Power
06/20/04 0500 1141 100 U1 Turbine/Generator Full Power
06/20/04 0600 1141 100 U1 Turbine/Generator Full Power
06/20/04 0700 1141 99.9 U1 Turbine/Generator Full Power
06/20/04 0800 1140 100 U1 Turbine/Generator Full Power
06/20/04 0900 1141 100 U1 Turbine/Generator Full Power
06/20/04 1000 1141 100 U1 Turbine/Generator Full Power
06/20/04 1100 1141 99.9 U1 Turbine/Generator Full Power
06/20/04 1200 1141 100 U1 Turbine/Generator Full Power
06/20/04 1300 1141 100 U1 Turbine/Generator Full Power
06/20/04 1400 1141 100 U1 Turbine/Generator Full Power
06/20/04 1500 1142 100 U1 Turbine/Generator Full Power
06/20/04 1600 1142 100 U1 Turbine/Generator Full Power
06/20/04 1700 1142 100 U1 Turbine/Generator Full Power
06/20/04 1800 1142 100 U1 Turbine/Generator Full Power
06/20/04 1900 1142 100 U1 Turbine/Generator Full Power
06/20/04 2000 1143 100 U1 Turbine/Generator Full Power
06/20/04 2100 1142 100 U1 Turbine/Generator Full Power
06/20/04 2200 1143 100 U1 Turbine/Generator Full Power
06/20/04 2300 1144 100 U1 Turbine/Generator Full Power
06/20/04 2400 1143 100 U1 Turbine/Generator Full Power
06/21/04 0100 1142 100 U1 Turbine/Generator Full Power
06/21/04 0200 1142 100 U1 Turbine/Generator Full Power
06/21/04 0300 1143 100 U1 Turbine/Generator Full Power
06/21/04 0400 1142 100 U1 Turbine/Generator Full Power
06/21/04 0500 1142 100 U1 Turbine/Generator Full Power
06/21/04 0600 1143 100 U1 Turbine/Generator Full Power
06/21/04 0700 1142 99.8 U1 Turbine/Generator Full Power
06/21/04 0800 1141 99.9 U1 Turbine/Generator Full Power
06/21/04 0900 1141 100 U1 Turbine/Generator Full Power
06/21/04 1000 1142 99.9 U1 Turbine/Generator Full Power
06/21/04 1100 1143 100 U1 Turbine/Generator Full Power
06/21/04 1200 1143 99.9 U1 Turbine/Generator Full Power



06/21/04 1300 1143 99.9 U1 Turbine/Generator Full Power
06/21/04 1400 1143 99.9 U1 Turbine/Generator Full Power
06/21/04 1500 1143 99.9 U1 Turbine/Generator Full Power
06/21/04 1600 1143 99.9 U1 Turbine/Generator Full Power
06/21/04 1700 1143 99.9 U1 Turbine/Generator Full Power
06/21/04 1800 1144 99.9 U1 Turbine/Generator Full Power
06/21/04 1900 1144 99.9 U1 Turbine/Generator Full Power
06/21/04 2000 1144 99.9 U1 Turbine/Generator Full Power
06/21/04 2100 1145 100 U1 Turbine/Generator Full Power
06/21/04 2200 1145 100 U1 Turbine/Generator Full Power
06/21/04 2300 1144 100 U1 Turbine/Generator Full Power
06/21/04 2400 1144 100 U1 Turbine/Generator Full Power
06/22/04 0100 1145 100 U1 Turbine/Generator Full Power
06/22/04 0200 1145 100 U1 Turbine/Generator Full Power
06/22/04 0300 1144 100 U1 Turbine/Generator Full Power
06/22/04 0400 1145 100 U1 Turbine/Generator Full Power
06/22/04 0500 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 0600 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 0700 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 0800 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 0900 1144 100 U1 Turbine/Generator Full Power
06/22/04 1000 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 1100 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 1200 1144 100 U1 Turbine/Generator Full Power
06/22/04 1300 1144 99.9 U1 Turbine/Generator Full Power
06/22/04 1400 1144 100 U1 Turbine/Generator Full Power
06/22/04 1500 1143 100 U1 Turbine/Generator Full Power
06/22/04 1600 1143 99.9 U1 Turbine/Generator Full Power
06/22/04 1700 1143 100 U1 Turbine/Generator Full Power
06/22/04 1800 1143 100 U1 Turbine/Generator Full Power
06/22/04 1900 1143 100 U1 Turbine/Generator Full Power
06/22/04 2000 1144 100 U1 Turbine/Generator Full Power
06/22/04 2100 1144 100 U1 Turbine/Generator Full Power
06/22/04 2200 1145 100 U1 Turbine/Generator Full Power
06/22/04 2300 1144 100 U1 Turbine/Generator Full Power
06/22/04 2400 1145 100 U1 Turbine/Generator Full Power
06/23/04 0100 1144 100 U1 Turbine/Generator Full Power
06/23/04 0200 1142 100 U1 Turbine/Generator Full Power
06/23/04 0300 1142 100 U1 Turbine/Generator Full Power
06/23/04 0400 1141 100 U1 Turbine/Generator Full Power
06/23/04 0500 1141 100 U1 Turbine/Generator Full Power
06/23/04 0600 1141 100 U1 Turbine/Generator Full Power
06/23/04 0700 1142 100 U1 Turbine/Generator Full Power
06/23/04 0800 1140 100 U1 Turbine/Generator Full Power
06/23/04 0900 1140 99.9 U1 Turbine/Generator Full Power
06/23/04 1000 1140 100 U1 Turbine/Generator Full Power
06/23/04 1100 1140 100 U1 Turbine/Generator Full Power
06/23/04 1200 1140 100 U1 Turbine/Generator Full Power
06/23/04 1300 1140 99.9 U1 Turbine/Generator Full Power
06/23/04 1400 1140 100 U1 Turbine/Generator Full Power
06/23/04 1500 1139 100 U1 Turbine/Generator Full Power
06/23/04 1600 1140 100 U1 Turbine/Generator Full Power
06/23/04 1700 1140 100 U1 Turbine/Generator Full Power
06/23/04 1800 1140 100 U1 Turbine/Generator Full Power
06/23/04 1900 1141 100 U1 Turbine/Generator Full Power



06/23/04 2000 1140 100 U1 Turbine/Generator Full Power
06/23/04 2100 1141 100 U1 Turbine/Generator Full Power
06/23/04 2200 1141 100 U1 Turbine/Generator Full Power
06/23/04 2300 1141 100 U1 Turbine/Generator Full Power
06/23/04 2400 1140 100 U1 Turbine/Generator Full Power
06/24/04 0100 1140 99.9 U1 Turbine/Generator Full Power
06/24/04 0200 1141 100 U1 Turbine/Generator Full Power
06/24/04 0300 1141 100 U1 Turbine/Generator Full Power
06/24/04 0400 1141 100 U1 Turbine/Generator Full Power
06/24/04 0500 1141 100 U1 Turbine/Generator Full Power
06/24/04 0600 1142 100 U1 Turbine/Generator Full Power
06/24/04 0700 1141 100 U1 Turbine/Generator Full Power
06/24/04 0800 1141 100 U1 Turbine/Generator Full Power
06/24/04 0900 1141 100 U1 Turbine/Generator Full Power
06/24/04 1000 1139 99.9 U1 Turbine/Generator Full Power
06/24/04 1100 1140 99.9 U1 Turbine/Generator Full Power
06/24/04 1200 1140 99.9 U1 Turbine/Generator Full Power
06/24/04 1300 1139 99.9 U1 Turbine/Generator Full Power
06/24/04 1400 1140 100 U1 Turbine/Generator Full Power
06/24/04 1500 1140 100 U1 Turbine/Generator Full Power
06/24/04 1600 1141 100 U1 Turbine/Generator Full Power
06/24/04 1700 1140 100 U1 Turbine/Generator Full Power
06/24/04 1800 1141 100 U1 Turbine/Generator Full Power
06/24/04 1900 1140 99.9 U1 Turbine/Generator Full Power
06/24/04 2000 1140 99.9 U1 Turbine/Generator Full Power
06/24/04 2100 1141 100 U1 Turbine/Generator Full Power
06/24/04 2200 1141 100 U1 Turbine/Generator Full Power
06/24/04 2300 1141 99.9 U1 Turbine/Generator Full Power
06/24/04 2400 1141 99.9 U1 Turbine/Generator Full Power
06/25/04 0100 1141 100 U1 Turbine/Generator Full Power
06/25/04 0200 1142 100 U1 Turbine/Generator Full Power
06/25/04 0300 1141 100 U1 Turbine/Generator Full Power
06/25/04 0400 1141 99.9 U1 Turbine/Generator Full Power
06/25/04 0500 1141 100 U1 Turbine/Generator Full Power
06/25/04 0600 1142 99.9 U1 Turbine/Generator Full Power
06/25/04 0700 1141 99.9 U1 Turbine/Generator Full Power
06/25/04 0800 1142 100 U1 Turbine/Generator Full Power
06/25/04 0900 1142 100 U1 Turbine/Generator Full Power
06/25/04 1000 1142 100 U1 Turbine/Generator Full Power
06/25/04 1100 1142 99.3 U1 Turbine/Generator Full Power
06/25/04 1200 1142 99.3 U1 Turbine/Generator Full Power
06/25/04 1300 1142 99.3 U1 Turbine/Generator Full Power
06/25/04 1400 1141 99.3 U1 Turbine/Generator Full Power
06/25/04 1500 1141 99.3 U1 Turbine/Generator Full Power
06/25/04 1600 1142 99.3 U1 Turbine/Generator Full Power
06/25/04 1700 1141 99.2 U1 Turbine/Generator Full Power
06/25/04 1800 1141 99.3 U1 Turbine/Generator Full Power
06/25/04 1900 1142 99.3 U1 Turbine/Generator Full Power
06/25/04 2000 1141 99.1 U1 Turbine/Generator Full Power
06/25/04 2100 1142 99.2 U1 Turbine/Generator Full Power
06/25/04 2200 1142 99.2 U1 Turbine/Generator Full Power
06/25/04 2300 1144 99.4 U1 Turbine/Generator Full Power
06/25/04 2400 1145 99.5 U1 Turbine/Generator Full Power
06/26/04 0100 1145 99.6 U1 Turbine/Generator Full Power
06/26/04 0200 1146 99.7 U1 Turbine/Generator Full Power



06/26/04 0300 1148 99.8 U1 Turbine/Generator Full Power
06/26/04 0400 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 0500 1149 99.9 U1 Turbine/Generator Full Power
06/26/04 0600 1149 99.9 U1 Turbine/Generator Full Power
06/26/04 0700 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 0800 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 0900 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 1000 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 1100 1150 99.8 U1 Turbine/Generator Full Power
06/26/04 1200 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 1300 1148 99.8 U1 Turbine/Generator Full Power
06/26/04 1400 1148 99.8 U1 Turbine/Generator Full Power
06/26/04 1500 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 1600 1150 99.8 U1 Turbine/Generator Full Power
06/26/04 1700 1148 99.8 U1 Turbine/Generator Full Power
06/26/04 1800 1149 99.9 U1 Turbine/Generator Full Power
06/26/04 1900 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 2000 1148 99.8 U1 Turbine/Generator Full Power
06/26/04 2100 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 2200 1149 99.8 U1 Turbine/Generator Full Power
06/26/04 2300 1147 99.9 U1 Turbine/Generator Full Power
06/26/04 2400 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 0100 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 0200 1148 99.9 U1 Turbine/Generator Full Power
06/27/04 0300 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 0400 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 0500 1148 99.9 U1 Turbine/Generator Full Power
06/27/04 0600 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 0700 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 0800 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 0900 1148 99.8 U1 Turbine/Generator Full Power
06/27/04 1000 1151 99.9 U1 Turbine/Generator Full Power
06/27/04 1100 1150 99.8 U1 Turbine/Generator Full Power
06/27/04 1200 1150 99.9 U1 Turbine/Generator Full Power
06/27/04 1300 1151 99.8 U1 Turbine/Generator Full Power
06/27/04 1400 1150 99.8 U1 Turbine/Generator Full Power
06/27/04 1500 1150 99.8 U1 Turbine/Generator Full Power
06/27/04 1600 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 1700 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 1800 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 1900 1149 99.9 U1 Turbine/Generator Full Power
06/27/04 2000 1149 99.9 U1 Turbine/Generator Full Power
06/27/04 2100 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 2200 1149 99.9 U1 Turbine/Generator Full Power
06/27/04 2300 1149 99.8 U1 Turbine/Generator Full Power
06/27/04 2400 1149 99.8 U1 Turbine/Generator Full Power
06/28/04 0100 1149 99.9 U1 Turbine/Generator Full Power
06/28/04 0200 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 0300 1149 99.9 U1 Turbine/Generator Full Power
06/28/04 0400 1149 99.9 U1 Turbine/Generator Full Power
06/28/04 0500 1148 99.9 U1 Turbine/Generator Full Power
06/28/04 0600 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 0700 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 0800 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 0900 1149 99.9 U1 Turbine/Generator Full Power



06/28/04 1000 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1100 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1200 1148 99.7 U1 Turbine/Generator Full Power
06/28/04 1300 1148 99.7 U1 Turbine/Generator Full Power
06/28/04 1400 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1500 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1600 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1700 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1800 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 1900 1149 99.8 U1 Turbine/Generator Full Power
06/28/04 2000 1149 99.8 U1 Turbine/Generator Full Power
06/28/04 2100 1148 99.9 U1 Turbine/Generator Full Power
06/28/04 2200 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 2300 1148 99.8 U1 Turbine/Generator Full Power
06/28/04 2400 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 0100 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 0200 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 0300 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 0400 1148 99.7 U1 Turbine/Generator Full Power
06/29/04 0500 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 0600 1149 99.9 U1 Turbine/Generator Full Power
06/29/04 0700 1149 99.9 U1 Turbine/Generator Full Power
06/29/04 0800 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 0900 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 1000 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 1100 1148 100 U1 Turbine/Generator Full Power
06/29/04 1200 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 1300 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 1400 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 1500 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 1600 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 1700 1147 99.8 U1 Turbine/Generator Full Power
06/29/04 1800 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 1900 1147 99.9 U1 Turbine/Generator Full Power
06/29/04 2000 1148 99.9 U1 Turbine/Generator Full Power
06/29/04 2100 1148 99.8 U1 Turbine/Generator Full Power
06/29/04 2200 1147 99.9 U1 Turbine/Generator Full Power
06/29/04 2300 1147 99.7 U1 Turbine/Generator Full Power
06/29/04 2400 1148 99.8 U1 Turbine/Generator Full Power
06/30/04 0100 1148 99.8 U1 Turbine/Generator Full Power
06/30/04 0200 1147 99.9 U1 Turbine/Generator Full Power
06/30/04 0300 1148 99.7 U1 Turbine/Generator Full Power
06/30/04 0400 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 0500 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 0600 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 0700 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 0800 1148 99.9 U1 Turbine/Generator Full Power
06/30/04 0900 1148 99.9 U1 Turbine/Generator Full Power
06/30/04 1000 1149 99.8 U1 Turbine/Generator Full Power
06/30/04 1100 1148 99.8 U1 Turbine/Generator Full Power
06/30/04 1200 1148 99.8 U1 Turbine/Generator Full Power
06/30/04 1300 1148 99.9 U1 Turbine/Generator Full Power
06/30/04 1400 1147 99.9 U1 Turbine/Generator Full Power
06/30/04 1500 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 1600 1147 99.8 U1 Turbine/Generator Full Power



06/30/04 1700 1147 99.8 U1 Turbine/Generator Full Power
06/30/04 1800 1148 99.9 U1 Turbine/Generator Full Power
06/30/04 1900 1148 100 U1 Turbine/Generator Full Power
06/30/04 2000 1148 100 U1 Turbine/Generator Full Power
06/30/04 2100 1149 99.9 U1 Turbine/Generator Full Power
06/30/04 2200 1150 99.9 U1 Turbine/Generator Full Power
06/30/04 2300 1150 99.9 U1 Turbine/Generator Full Power
06/30/04 2400 1150 100 U1 Turbine/Generator Full Power
07/01/04 0100 1149 100 U1 Turbine/Generator Full Power
07/01/04 0200 1150 100 U1 Turbine/Generator Full Power
07/01/04 0300 1149 100 U1 Turbine/Generator Full Power
07/01/04 0400 1150 100 U1 Turbine/Generator Full Power
07/01/04 0500 1149 100 U1 Turbine/Generator Full Power
07/01/04 0600 1150 100 U1 Turbine/Generator Full Power
07/01/04 0700 1151 100 U1 Turbine/Generator Full Power
07/01/04 0800 1151 100 U1 Turbine/Generator Full Power
07/01/04 0900 1151 100 U1 Turbine/Generator Full Power
07/01/04 1000 1151 100 U1 Turbine/Generator Full Power
07/01/04 1100 1151 100 U1 Turbine/Generator Full Power
07/01/04 1200 1151 100 U1 Turbine/Generator Full Power
07/01/04 1300 1151 100 U1 Turbine/Generator Full Power
07/01/04 1400 1151 100 U1 Turbine/Generator Full Power
07/01/04 1500 1151 100 U1 Turbine/Generator Full Power
07/01/04 1600 1150 100 U1 Turbine/Generator Full Power
07/01/04 1700 1151 100 U1 Turbine/Generator Full Power
07/01/04 1800 1150 100 U1 Turbine/Generator Full Power
07/01/04 1900 1150 100.1 U1 Turbine/Generator Full Power
07/01/04 2000 1150 100 U1 Turbine/Generator Full Power
07/01/04 2100 1148 99.9 U1 Turbine/Generator Full Power
07/01/04 2200 1145 99.7 U1 Turbine/Generator Full Power
07/01/04 2300 1145 99.6 U1 Turbine/Generator Full Power
07/01/04 2400 1144 99.5 U1 Turbine/Generator Full Power
07/02/04 0100 1146 99.6 U1 Turbine/Generator Full Power
07/02/04 0200 1145 99.7 U1 Turbine/Generator Full Power
07/02/04 0300 1147 99.8 U1 Turbine/Generator Full Power
07/02/04 0400 1148 99.9 U1 Turbine/Generator Full Power
07/02/04 0500 1149 100 U1 Turbine/Generator Full Power
07/02/04 0600 1150 100 U1 Turbine/Generator Full Power
07/02/04 0700 1149 100 U1 Turbine/Generator Full Power
07/02/04 0800 1150 100 08:00 U1 Started ramp-down for STP M-21C Main Turb Valve test.
07/02/04 0900 1103 95.5 Ramp-down.
07/02/04 1000 1104 95.9 10:39 U1 Ramp-down complete.
07/02/04 1100 959 84.5 U1 Holding for STP.
07/02/04 1200 960 84.6 U1 Holding for STP.
07/02/04 1300 956 83.1 13:53 U1 Started ramp-up.  STP M-21C complete.
07/02/04 1400 972 84 U1 ramp-up
07/02/04 1500 1115 96.4 U1 ramp-up
07/02/04 1600 1115 96.5 U1 ramp-up
07/02/04 1700 1117 96.7 U1 ramp-up
07/02/04 1800 1146 99.9 18:37 U1 ramp-up complete.  Back at full power.
07/02/04 1900 1150 100 U1 Turbine/Generator Full Power
07/02/04 2000 1149 99.8 U1 Turbine/Generator Full Power
07/02/04 2100 1149 99.7 U1 Turbine/Generator Full Power
07/02/04 2200 1150 99.9 U1 Turbine/Generator Full Power
07/02/04 2300 1151 99.9 U1 Turbine/Generator Full Power



07/02/04 2400 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 0100 1147 99.7 U1 Turbine/Generator Full Power
07/03/04 0200 1147 99.8 U1 Turbine/Generator Full Power
07/03/04 0300 1149 99.8 U1 Turbine/Generator Full Power
07/03/04 0400 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 0500 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 0600 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 0700 1148 99.9 U1 Turbine/Generator Full Power
07/03/04 0800 1149 99.8 U1 Turbine/Generator Full Power
07/03/04 0900 1150 99.8 U1 Turbine/Generator Full Power
07/03/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/03/04 1100 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1200 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1300 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1400 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1500 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1600 1150 99.9 U1 Turbine/Generator Full Power
07/03/04 1700 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1800 1149 99.9 U1 Turbine/Generator Full Power
07/03/04 1900 1151 100 U1 Turbine/Generator Full Power
07/03/04 2000 1152 100 U1 Turbine/Generator Full Power
07/03/04 2100 1150 100 U1 Turbine/Generator Full Power
07/03/04 2200 1151 100 U1 Turbine/Generator Full Power
07/03/04 2300 1151 100 U1 Turbine/Generator Full Power
07/03/04 2400 1152 100 U1 Turbine/Generator Full Power
07/04/04 0100 1151 100 U1 Turbine/Generator Full Power
07/04/04 0200 1151 100 U1 Turbine/Generator Full Power
07/04/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/04/04 0400 1152 100 U1 Turbine/Generator Full Power
07/04/04 0500 1150 100 U1 Turbine/Generator Full Power
07/04/04 0600 1151 100 U1 Turbine/Generator Full Power
07/04/04 0700 1152 100 U1 Turbine/Generator Full Power
07/04/04 0800 1152 100 U1 Turbine/Generator Full Power
07/04/04 0900 1150 99.9 U1 Turbine/Generator Full Power
07/04/04 1000 1150 100 U1 Turbine/Generator Full Power
07/04/04 1100 1150 100 U1 Turbine/Generator Full Power
07/04/04 1200 1151 100 U1 Turbine/Generator Full Power
07/04/04 1300 1150 100 U1 Turbine/Generator Full Power
07/04/04 1400 1149 100 U1 Turbine/Generator Full Power
07/04/04 1500 1149 100 U1 Turbine/Generator Full Power
07/04/04 1600 1149 99.9 U1 Turbine/Generator Full Power
07/04/04 1700 1150 100 U1 Turbine/Generator Full Power
07/04/04 1800 1150 99.9 U1 Turbine/Generator Full Power
07/04/04 1900 1150 99.9 U1 Turbine/Generator Full Power
07/04/04 2000 1150 99.9 U1 Turbine/Generator Full Power
07/04/04 2100 1151 100 U1 Turbine/Generator Full Power
07/04/04 2200 1151 100 U1 Turbine/Generator Full Power
07/04/04 2300 1152 99.9 U1 Turbine/Generator Full Power
07/04/04 2400 1151 100 U1 Turbine/Generator Full Power
07/05/04 0100 1152 100 U1 Turbine/Generator Full Power
07/05/04 0200 1151 100 U1 Turbine/Generator Full Power
07/05/04 0300 1152 99.9 U1 Turbine/Generator Full Power
07/05/04 0400 1152 100 U1 Turbine/Generator Full Power
07/05/04 0500 1151 100 U1 Turbine/Generator Full Power
07/05/04 0600 1151 100 U1 Turbine/Generator Full Power



07/05/04 0700 1151 100 U1 Turbine/Generator Full Power
07/05/04 0800 1151 100 U1 Turbine/Generator Full Power
07/05/04 0900 1151 99.9 U1 Turbine/Generator Full Power
07/05/04 1000 1151 100 U1 Turbine/Generator Full Power
07/05/04 1100 1151 100 U1 Turbine/Generator Full Power
07/05/04 1200 1150 99.9 U1 Turbine/Generator Full Power
07/05/04 1300 1150 100 U1 Turbine/Generator Full Power
07/05/04 1400 1150 100 U1 Turbine/Generator Full Power
07/05/04 1500 1151 100 U1 Turbine/Generator Full Power
07/05/04 1600 1149 100 U1 Turbine/Generator Full Power
07/05/04 1700 1150 100 U1 Turbine/Generator Full Power
07/05/04 1800 1151 100 U1 Turbine/Generator Full Power
07/05/04 1900 1149 99.9 U1 Turbine/Generator Full Power
07/05/04 2000 1150 100 U1 Turbine/Generator Full Power
07/05/04 2100 1150 100 U1 Turbine/Generator Full Power
07/05/04 2200 1152 100 U1 Turbine/Generator Full Power
07/05/04 2300 1149 100 U1 Turbine/Generator Full Power
07/05/04 2400 1150 100 U1 Turbine/Generator Full Power
07/06/04 0100 1151 100 U1 Turbine/Generator Full Power
07/06/04 0200 1149 100 U1 Turbine/Generator Full Power
07/06/04 0300 1150 100 U1 Turbine/Generator Full Power
07/06/04 0400 1151 100 U1 Turbine/Generator Full Power
07/06/04 0500 1150 100 U1 Turbine/Generator Full Power
07/06/04 0600 1150 100 U1 Turbine/Generator Full Power
07/06/04 0700 1150 100 U1 Turbine/Generator Full Power
07/06/04 0800 1150 100 U1 Turbine/Generator Full Power
07/06/04 0900 1151 100 U1 Turbine/Generator Full Power
07/06/04 1000 1150 100 U1 Turbine/Generator Full Power
07/06/04 1100 1150 100 U1 Turbine/Generator Full Power
07/06/04 1200 1148 100 U1 Turbine/Generator Full Power
07/06/04 1300 1148 100 U1 Turbine/Generator Full Power
07/06/04 1400 1149 100 U1 Turbine/Generator Full Power
07/06/04 1500 1149 100 U1 Turbine/Generator Full Power
07/06/04 1600 1147 100 U1 Turbine/Generator Full Power
07/06/04 1700 1148 100 U1 Turbine/Generator Full Power
07/06/04 1800 1148 100 U1 Turbine/Generator Full Power
07/06/04 1900 1149 99.9 U1 Turbine/Generator Full Power
07/06/04 2000 1150 99.9 U1 Turbine/Generator Full Power
07/06/04 2100 1150 100 U1 Turbine/Generator Full Power
07/06/04 2200 1150 100 U1 Turbine/Generator Full Power
07/06/04 2300 1150 100 U1 Turbine/Generator Full Power
07/06/04 2400 1150 100 U1 Turbine/Generator Full Power
07/07/04 0100 1150 100 U1 Turbine/Generator Full Power
07/07/04 0200 1150 99.9 U1 Turbine/Generator Full Power
07/07/04 0300 1150 99.9 U1 Turbine/Generator Full Power
07/07/04 0400 1150 100 U1 Turbine/Generator Full Power
07/07/04 0500 1150 100 U1 Turbine/Generator Full Power
07/07/04 0600 1151 100 U1 Turbine/Generator Full Power
07/07/04 0700 1150 100 U1 Turbine/Generator Full Power
07/07/04 0800 1150 100 U1 Turbine/Generator Full Power
07/07/04 0900 1151 100 U1 Turbine/Generator Full Power
07/07/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/07/04 1100 1149 100 U1 Turbine/Generator Full Power
07/07/04 1200 1150 100 U1 Turbine/Generator Full Power
07/07/04 1300 1149 99.9 U1 Turbine/Generator Full Power



07/07/04 1400 1149 100 U1 Turbine/Generator Full Power
07/07/04 1500 1149 100 U1 Turbine/Generator Full Power
07/07/04 1600 1148 100 U1 Turbine/Generator Full Power
07/07/04 1700 1148 100 U1 Turbine/Generator Full Power
07/07/04 1800 1149 100 U1 Turbine/Generator Full Power
07/07/04 1900 1148 100 U1 Turbine/Generator Full Power
07/07/04 2000 1147 99.9 U1 Turbine/Generator Full Power
07/07/04 2100 1149 100 U1 Turbine/Generator Full Power
07/07/04 2200 1149 100 U1 Turbine/Generator Full Power
07/07/04 2300 1148 99.8 U1 Turbine/Generator Full Power
07/07/04 2400 1149 100 U1 Turbine/Generator Full Power
07/08/04 0100 1151 100 U1 Turbine/Generator Full Power
07/08/04 0200 1150 100 U1 Turbine/Generator Full Power
07/08/04 0300 1150 99.9 U1 Turbine/Generator Full Power
07/08/04 0400 1150 100 U1 Turbine/Generator Full Power
07/08/04 0500 1150 100 U1 Turbine/Generator Full Power
07/08/04 0600 1150 100 U1 Turbine/Generator Full Power
07/08/04 0700 1149 100 U1 Turbine/Generator Full Power
07/08/04 0800 1150 100 U1 Turbine/Generator Full Power
07/08/04 0900 1149 100 U1 Turbine/Generator Full Power
07/08/04 1000 1149 100 U1 Turbine/Generator Full Power
07/08/04 1100 1149 100 U1 Turbine/Generator Full Power
07/08/04 1200 1150 100 U1 Turbine/Generator Full Power
07/08/04 1300 1149 100 U1 Turbine/Generator Full Power
07/08/04 1400 1149 100 U1 Turbine/Generator Full Power
07/08/04 1500 1151 100 U1 Turbine/Generator Full Power
07/08/04 1600 1150 100 U1 Turbine/Generator Full Power
07/08/04 1700 1151 99.9 U1 Turbine/Generator Full Power
07/08/04 1800 1151 100 U1 Turbine/Generator Full Power
07/08/04 1900 1150 99.9 U1 Turbine/Generator Full Power
07/08/04 2000 1149 100 U1 Turbine/Generator Full Power
07/08/04 2100 1149 100 U1 Turbine/Generator Full Power
07/08/04 2200 1149 100 U1 Turbine/Generator Full Power
07/08/04 2300 1149 100 U1 Turbine/Generator Full Power
07/08/04 2400 1149 99.9 U1 Turbine/Generator Full Power
07/09/04 0100 1150 100 U1 Turbine/Generator Full Power
07/09/04 0200 1149 100 U1 Turbine/Generator Full Power
07/09/04 0300 1149 100 U1 Turbine/Generator Full Power
07/09/04 0400 1150 99.9 U1 Turbine/Generator Full Power
07/09/04 0500 1150 100 U1 Turbine/Generator Full Power
07/09/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/09/04 0700 1150 100 U1 Turbine/Generator Full Power
07/09/04 0800 1150 100 U1 Turbine/Generator Full Power
07/09/04 0900 1150 100 U1 Turbine/Generator Full Power
07/09/04 1000 1150 100 U1 Turbine/Generator Full Power
07/09/04 1100 1149 100 U1 Turbine/Generator Full Power
07/09/04 1200 1150 100 U1 Turbine/Generator Full Power
07/09/04 1300 1150 99 U1 Turbine/Generator Full Power
07/09/04 1400 1149 100 U1 Turbine/Generator Full Power
07/09/04 1500 1150 100 U1 Turbine/Generator Full Power
07/09/04 1600 1149 100 U1 Turbine/Generator Full Power
07/09/04 1700 1149 99.9 U1 Turbine/Generator Full Power
07/09/04 1800 1151 100 U1 Turbine/Generator Full Power
07/09/04 1900 1148 100 U1 Turbine/Generator Full Power
07/09/04 2000 1149 99.9 U1 Turbine/Generator Full Power



07/09/04 2100 1149 100 U1 Turbine/Generator Full Power
07/09/04 2200 1150 99.9 U1 Turbine/Generator Full Power
07/09/04 2300 1149 99.9 U1 Turbine/Generator Full Power
07/09/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/10/04 0100 1151 100 U1 Turbine/Generator Full Power
07/10/04 0200 1150 100 U1 Turbine/Generator Full Power
07/10/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/10/04 0400 1151 100 U1 Turbine/Generator Full Power
07/10/04 0500 1150 99.9 U1 Turbine/Generator Full Power
07/10/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/10/04 0700 1151 100 U1 Turbine/Generator Full Power
07/10/04 0800 1150 100 U1 Turbine/Generator Full Power
07/10/04 0900 1150 99.9 U1 Turbine/Generator Full Power
07/10/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/10/04 1100 1152 100 U1 Turbine/Generator Full Power
07/10/04 1200 1152 100 U1 Turbine/Generator Full Power
07/10/04 1300 1152 100 U1 Turbine/Generator Full Power
07/10/04 1400 1151 100 U1 Turbine/Generator Full Power
07/10/04 1500 1151 100 U1 Turbine/Generator Full Power
07/10/04 1600 1150 100 U1 Turbine/Generator Full Power
07/10/04 1700 1151 100 U1 Turbine/Generator Full Power
07/10/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/10/04 1900 1151 99.9 U1 Turbine/Generator Full Power
07/10/04 2000 1150 99.9 U1 Turbine/Generator Full Power
07/10/04 2100 1151 100 U1 Turbine/Generator Full Power
07/10/04 2200 1152 100 U1 Turbine/Generator Full Power
07/10/04 2300 1150 99.8 U1 Turbine/Generator Full Power
07/10/04 2400 1149 99.9 U1 Turbine/Generator Full Power
07/11/04 0100 1150 99.8 U1 Turbine/Generator Full Power
07/11/04 0200 1151 99.9 U1 Turbine/Generator Full Power
07/11/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/11/04 0400 1151 100 U1 Turbine/Generator Full Power
07/11/04 0500 1152 100 U1 Turbine/Generator Full Power
07/11/04 0600 1152 100 U1 Turbine/Generator Full Power
07/11/04 0700 1152 100 U1 Turbine/Generator Full Power
07/11/04 0800 1151 100 U1 Turbine/Generator Full Power
07/11/04 0900 1151 100 U1 Turbine/Generator Full Power
07/11/04 1000 1152 100 U1 Turbine/Generator Full Power
07/11/04 1100 1152 100 U1 Turbine/Generator Full Power
07/11/04 1200 1151 100 U1 Turbine/Generator Full Power
07/11/04 1300 1152 100 U1 Turbine/Generator Full Power
07/11/04 1400 1151 99.9 U1 Turbine/Generator Full Power
07/11/04 1500 1151 100 U1 Turbine/Generator Full Power
07/11/04 1600 1151 100 U1 Turbine/Generator Full Power
07/11/04 1700 1153 100 U1 Turbine/Generator Full Power
07/11/04 1800 1152 100.1 U1 Turbine/Generator Full Power
07/11/04 1900 1152 100 U1 Turbine/Generator Full Power
07/11/04 2000 1151 99.9 U1 Turbine/Generator Full Power
07/11/04 2100 1151 100 U1 Turbine/Generator Full Power
07/11/04 2200 1152 99.9 U1 Turbine/Generator Full Power
07/11/04 2300 1150 99.9 U1 Turbine/Generator Full Power
07/11/04 2400 1150 99.9 U1 Turbine/Generator Full Power
07/12/04 0100 1151 100 U1 Turbine/Generator Full Power
07/12/04 0200 1152 100 U1 Turbine/Generator Full Power
07/12/04 0300 1151 99.9 U1 Turbine/Generator Full Power



07/12/04 0400 1151 100 U1 Turbine/Generator Full Power
07/12/04 0500 1152 100 U1 Turbine/Generator Full Power
07/12/04 0600 1151 100 U1 Turbine/Generator Full Power
07/12/04 0700 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 0800 1151 100 U1 Turbine/Generator Full Power
07/12/04 0900 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 1000 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 1100 1151 100 U1 Turbine/Generator Full Power
07/12/04 1200 1151 100 U1 Turbine/Generator Full Power
07/12/04 1300 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 1400 1152 99.9 U1 Turbine/Generator Full Power
07/12/04 1500 1152 100 U1 Turbine/Generator Full Power
07/12/04 1600 1152 99.9 U1 Turbine/Generator Full Power
07/12/04 1700 1152 99.9 U1 Turbine/Generator Full Power
07/12/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 1900 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 2000 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 2100 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 2200 1150 99.9 U1 Turbine/Generator Full Power
07/12/04 2300 1151 99.9 U1 Turbine/Generator Full Power
07/12/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0100 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0200 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0300 1151 100 U1 Turbine/Generator Full Power
07/13/04 0400 1151 100 U1 Turbine/Generator Full Power
07/13/04 0500 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0600 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0700 1151 100 U1 Turbine/Generator Full Power
07/13/04 0800 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 0900 1151 100 U1 Turbine/Generator Full Power
07/13/04 1000 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 1100 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 1200 1150 99.9 U1 Turbine/Generator Full Power
07/13/04 1300 1151 100 U1 Turbine/Generator Full Power
07/13/04 1400 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 1500 1150 99.9 U1 Turbine/Generator Full Power
07/13/04 1600 1150 99.9 U1 Turbine/Generator Full Power
07/13/04 1700 1151 100 U1 Turbine/Generator Full Power
07/13/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 1900 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 2000 1152 99.9 U1 Turbine/Generator Full Power
07/13/04 2100 1152 100 U1 Turbine/Generator Full Power
07/13/04 2200 1151 99.9 U1 Turbine/Generator Full Power
07/13/04 2300 1152 99.9 U1 Turbine/Generator Full Power
07/13/04 2400 1151 100 U1 Turbine/Generator Full Power
07/14/04 0100 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 0200 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 0400 1150 100 U1 Turbine/Generator Full Power
07/14/04 0500 1150 99.9 U1 Turbine/Generator Full Power
07/14/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/14/04 0700 1152 99.9 U1 Turbine/Generator Full Power
07/14/04 0800 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 0900 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 1000 1151 99.9 U1 Turbine/Generator Full Power



07/14/04 1100 1152 100 U1 Turbine/Generator Full Power
07/14/04 1200 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 1300 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 1400 1152 99.9 U1 Turbine/Generator Full Power
07/14/04 1500 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 1600 1150 99.9 U1 Turbine/Generator Full Power
07/14/04 1700 1151 99.9 U1 Turbine/Generator Full Power
07/14/04 1800 1151 100 U1 Turbine/Generator Full Power
07/14/04 1900 1151 100 U1 Turbine/Generator Full Power
07/14/04 2000 1149 99.8 U1 Turbine/Generator Full Power
07/14/04 2100 1151 100 U1 Turbine/Generator Full Power
07/14/04 2200 1150 100 U1 Turbine/Generator Full Power
07/14/04 2300 1150 99.9 U1 Turbine/Generator Full Power
07/14/04 2400 1151 99.8 U1 Turbine/Generator Full Power
07/15/04 0100 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0200 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0300 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0400 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0500 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 0700 1151 99.9 U1 Turbine/Generator Full Power
07/15/04 0800 1151 100 U1 Turbine/Generator Full Power
07/15/04 0900 1151 100 U1 Turbine/Generator Full Power
07/15/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 1100 1151 99.9 U1 Turbine/Generator Full Power
07/15/04 1200 1151 99.9 U1 Turbine/Generator Full Power
07/15/04 1300 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 1400 1149 99.9 U1 Turbine/Generator Full Power
07/15/04 1500 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 1600 1151 100 U1 Turbine/Generator Full Power
07/15/04 1700 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 1800 1150 99.9 U1 Turbine/Generator Full Power
07/15/04 1900 1152 100 U1 Turbine/Generator Full Power
07/15/04 2000 1151 99.9 U1 Turbine/Generator Full Power
07/15/04 2100 1152 99.9 U1 Turbine/Generator Full Power
07/15/04 2200 1151 100 U1 Turbine/Generator Full Power
07/15/04 2300 1151 99.9 U1 Turbine/Generator Full Power
07/15/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 0100 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 0200 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 0400 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 0500 1150 99.9 U1 Turbine/Generator Full Power
07/16/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/16/04 0700 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 0800 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 0900 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 1000 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 1100 1152 99.9 U1 Turbine/Generator Full Power
07/16/04 1200 1153 100 U1 Turbine/Generator Full Power
07/16/04 1300 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 1400 1150 99.9 U1 Turbine/Generator Full Power
07/16/04 1500 1151 100 U1 Turbine/Generator Full Power
07/16/04 1600 1150 100 U1 Turbine/Generator Full Power
07/16/04 1700 1151 99.9 U1 Turbine/Generator Full Power



07/16/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 1900 1152 100 U1 Turbine/Generator Full Power
07/16/04 2000 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 2100 1151 99.9 U1 Turbine/Generator Full Power
07/16/04 2200 1150 99.9 U1 Turbine/Generator Full Power
07/16/04 2300 1150 99.9 U1 Turbine/Generator Full Power
07/16/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 0100 1151 100 U1 Turbine/Generator Full Power
07/17/04 0200 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 0400 1151 100 U1 Turbine/Generator Full Power
07/17/04 0500 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 0700 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 0800 1151 100 U1 Turbine/Generator Full Power
07/17/04 0900 1150 100 U1 Turbine/Generator Full Power
07/17/04 1000 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 1100 1151 100 U1 Turbine/Generator Full Power
07/17/04 1200 1150 100 U1 Turbine/Generator Full Power
07/17/04 1300 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 1400 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 1500 1151 100 U1 Turbine/Generator Full Power
07/17/04 1600 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 1700 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 1800 1151 100 U1 Turbine/Generator Full Power
07/17/04 1900 1150 99.9 U1 Turbine/Generator Full Power
07/17/04 2000 1150 100 U1 Turbine/Generator Full Power
07/17/04 2100 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 2200 1152 99.9 U1 Turbine/Generator Full Power
07/17/04 2300 1151 99.9 U1 Turbine/Generator Full Power
07/17/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 0100 1151 100 U1 Turbine/Generator Full Power
07/18/04 0200 1150 99.9 U1 Turbine/Generator Full Power
07/18/04 0300 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 0400 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 0500 1149 99.9 U1 Turbine/Generator Full Power
07/18/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/18/04 0700 1150 99.9 U1 Turbine/Generator Full Power
07/18/04 0800 1151 100 U1 Turbine/Generator Full Power
07/18/04 0900 1152 100 U1 Turbine/Generator Full Power
07/18/04 1000 1151 100 U1 Turbine/Generator Full Power
07/18/04 1100 1152 100 U1 Turbine/Generator Full Power
07/18/04 1200 1153 100 U1 Turbine/Generator Full Power
07/18/04 1300 1152 100 U1 Turbine/Generator Full Power
07/18/04 1400 1152 99.9 U1 Turbine/Generator Full Power
07/18/04 1500 1151 100 U1 Turbine/Generator Full Power
07/18/04 1600 1150 100 U1 Turbine/Generator Full Power
07/18/04 1700 1150 99.9 U1 Turbine/Generator Full Power
07/18/04 1800 1151 100 U1 Turbine/Generator Full Power
07/18/04 1900 1151 100 U1 Turbine/Generator Full Power
07/18/04 2000 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 2100 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 2200 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 2300 1151 99.9 U1 Turbine/Generator Full Power
07/18/04 2400 1151 99.9 U1 Turbine/Generator Full Power



07/19/04 0100 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 0200 1151 100 U1 Turbine/Generator Full Power
07/19/04 0300 1152 100 U1 Turbine/Generator Full Power
07/19/04 0400 1151 100 U1 Turbine/Generator Full Power
07/19/04 0500 1151 100 U1 Turbine/Generator Full Power
07/19/04 0600 1152 100 U1 Turbine/Generator Full Power
07/19/04 0700 1150 99.9 U1 Turbine/Generator Full Power
07/19/04 0800 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 0900 1151 100 U1 Turbine/Generator Full Power
07/19/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/19/04 1100 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 1200 1152 99.9 U1 Turbine/Generator Full Power
07/19/04 1300 1152 100 U1 Turbine/Generator Full Power
07/19/04 1400 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 1500 1150 99.9 U1 Turbine/Generator Full Power
07/19/04 1600 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 1700 1151 100 U1 Turbine/Generator Full Power
07/19/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 1900 1151 99.9 U1 Turbine/Generator Full Power
07/19/04 2000 1152 100 U1 Turbine/Generator Full Power
07/19/04 2100 1152 99.9 U1 Turbine/Generator Full Power
07/19/04 2200 1152 100 U1 Turbine/Generator Full Power
07/19/04 2300 1151 100 U1 Turbine/Generator Full Power
07/19/04 2400 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 0100 1151 100 U1 Turbine/Generator Full Power
07/20/04 0200 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 0300 1150 99.9 U1 Turbine/Generator Full Power
07/20/04 0400 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 0500 1151 100 U1 Turbine/Generator Full Power
07/20/04 0600 1151 100 U1 Turbine/Generator Full Power
07/20/04 0700 1150 99.9 U1 Turbine/Generator Full Power
07/20/04 0800 1150 99.9 U1 Turbine/Generator Full Power
07/20/04 0900 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 1000 1149 99.9 U1 Turbine/Generator Full Power
07/20/04 1100 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 1200 1152 99.9 U1 Turbine/Generator Full Power
07/20/04 1300 1152 99.9 U1 Turbine/Generator Full Power
07/20/04 1400 1152 99.9 U1 Turbine/Generator Full Power
07/20/04 1500 1152 99.9 U1 Turbine/Generator Full Power
07/20/04 1600 1153 100 U1 Turbine/Generator Full Power
07/20/04 1700 1154 100 U1 Turbine/Generator Full Power
07/20/04 1800 1153 100 U1 Turbine/Generator Full Power
07/20/04 1900 1153 100 U1 Turbine/Generator Full Power
07/20/04 2000 1152 100 U1 Turbine/Generator Full Power
07/20/04 2100 1154 100 U1 Turbine/Generator Full Power
07/20/04 2200 1151 100 U1 Turbine/Generator Full Power
07/20/04 2300 1151 99.9 U1 Turbine/Generator Full Power
07/20/04 2400 1152 100 U1 Turbine/Generator Full Power
07/21/04 0100 1151 99.9 U1 Turbine/Generator Full Power
07/21/04 0200 1151 100 U1 Turbine/Generator Full Power
07/21/04 0300 1151 100 U1 Turbine/Generator Full Power
07/21/04 0400 1151 100 U1 Turbine/Generator Full Power
07/21/04 0500 1151 100 U1 Turbine/Generator Full Power
07/21/04 0600 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 0700 1151 100 U1 Turbine/Generator Full Power



07/21/04 0800 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 0900 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 1000 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 1100 1151 100 U1 Turbine/Generator Full Power
07/21/04 1200 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 1300 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 1400 1151 99.9 U1 Turbine/Generator Full Power
07/21/04 1500 1151 100 U1 Turbine/Generator Full Power
07/21/04 1600 1150 99.9 U1 Turbine/Generator Full Power
07/21/04 1700 1151 99.9 U1 Turbine/Generator Full Power
07/21/04 1800 1151 99.9 U1 Turbine/Generator Full Power
07/21/04 1900 1152 100 U1 Turbine/Generator Full Power
07/21/04 2000 1153 100 20:20 Ramp-down to Mode 3 to repair RCP 1-3 CCW supply leak.
07/21/04 2100 1009 87.7 U1 Ramp-down.
07/21/04 2200 606 54 U1 Ramp-down.
07/21/04 2300 154 18 23:57 U1 Separated from the Grid.
07/21/04 2400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0100 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0200 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0300 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0500 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0600 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0700 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0800 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 0900 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1000 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1100 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1200 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1300 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1500 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1600 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1700 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1800 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 1900 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 2000 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 2100 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 2200 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 2300 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/22/04 2400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0100 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0200 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0300 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0500 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0600 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0700 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0800 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 0900 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1000 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1100 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1200 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1300 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1400 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.



07/23/04 1500 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1600 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1700 0 0 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1800 0 2.3 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 1900 0 2.9 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 2000 0 2 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 2100 0 1.6 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 2200 0 0.8 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 2300 0 2.4 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/23/04 2400 0 2.4 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/24/04 0100 0 2.5 U1 Off-line for repair of RCP 1-3 CCW supply leak.
07/24/04 0200 0 8.6 02:57 U1 Paralleled to the Grid.
07/24/04 0300 45 12.5 U1 Ramp-up to full power.
07/24/04 0400 209 27 U1 Ramp-up to full power.
07/24/04 0500 213 24.5 U1 Ramp-up to full power.
07/24/04 0600 215 24.5 U1 Ramp-up to full power.
07/24/04 0700 212 25.3 U1 Ramp-up to full power.
07/24/04 0800 215 26.8 U1 Ramp-up to full power.
07/24/04 0900 218 27 U1 Ramp-up to full power.
07/24/04 1000 212 25.7 U1 Ramp-up to full power.
07/24/04 1100 214 26.2 U1 Ramp-up to full power.
07/24/04 1200 211 25.6 U1 Ramp-up to full power.
07/24/04 1300 293 32.8 U1 Ramp-up to full power.
07/24/04 1400 560 51.1 U1 Ramp-up to full power.
07/24/04 1500 637 58.1 U1 Ramp-up to full power.
07/24/04 1600 779 68.8 U1 Ramp-up to full power.
07/24/04 1700 882 77.7 U1 Ramp-up to full power.
07/24/04 1800 935 81.2 U1 Ramp-up to full power.
07/24/04 1900 952 82.4 U1 Ramp-up to full power.
07/24/04 2000 968 83.7 U1 Ramp-up to full power.
07/24/04 2100 970 83.8 U1 Ramp-up to full power.
07/24/04 2200 969 84.5 U1 Ramp-up to full power.
07/24/04 2300 978 84.9 U1 Ramp-up to full power.
07/24/04 2400 968 87.7 U1 Ramp-up to full power.
07/25/04 0100 973 88.5 U1 Ramp-up to full power.
07/25/04 0200 971 89 U1 Ramp-up to full power.
07/25/04 0300 970 84.6 U1 Ramp-up to full power.
07/25/04 0400 970 84.6 U1 Ramp-up to full power.
07/25/04 0500 1064 91.4 U1 Ramp-up to full power.
07/25/04 0600 1132 98.9 U1 Ramp-up to full power.
07/25/04 0700 1128 98.6 U1 Ramp-up to full power.
07/25/04 0800 1134 99.1 U1 Ramp-up to full power.
07/25/04 0900 1128 98.5 U1 Ramp-up to full power.
07/25/04 1000 1123 98.3 U1 Ramp-up to full power.
07/25/04 1100 1127 98.6 U1 Ramp-up to full power.
07/25/04 1200 1182 99.3 U1 Ramp-up to full power.
07/25/04 1300 1131 99 13:30 U1 Reactor at full power.
07/25/04 1400 1139 99.5 U1 T/G ramp-up to full power continues.
07/25/04 1500 1140 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 1600 1135 99.2 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 1700 1140 99.7 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 1800 1141 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 1900 1131 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 2000 1140 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 2100 1146 100.3 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).



07/25/04 2200 1141 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 2300 1133 99.2 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/25/04 2400 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0100 1140 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0200 1142 99.7 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0300 1144 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0400 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0500 1143 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0600 1143 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0700 1141 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0800 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 0900 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1000 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1100 1143 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1200 1142 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1300 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1400 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1500 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1600 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1700 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1800 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 1900 1142 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 2000 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 2100 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 2200 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 2300 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/26/04 2400 1142 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0100 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0200 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0300 1142 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0400 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0500 1142 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0600 1142 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0700 1142 99.8 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0800 1143 99.9 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 0900 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1000 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1100 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1200 1143 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1300 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1400 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1500 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1600 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1700 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1800 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 1900 1144 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 2000 1142 100 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 2100 1142 99.2 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 2200 1144 99.2 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 2300 1145 99.3 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/27/04 2400 1145 99.4 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/28/04 0100 1146 99.2 U1 T/G full-power delayed by Nozzle Fouling Factor (NFF).
07/28/04 0200 1147 99.4 02:50 U1 T/G at Full Power following reset of NFF.
07/28/04 0300 1150 99.7 U1 Turbine/Generator Full Power
07/28/04 0400 1152 99.8 U1 Turbine/Generator Full Power



07/28/04 0500 1155 100 U1 Turbine/Generator Full Power
07/28/04 0600 1155 100 U1 Turbine/Generator Full Power
07/28/04 0700 1154 100 U1 Turbine/Generator Full Power
07/28/04 0800 1153 99.9 U1 Turbine/Generator Full Power
07/28/04 0900 1154 100 U1 Turbine/Generator Full Power
07/28/04 1000 1154 100 U1 Turbine/Generator Full Power
07/28/04 1100 1153 100 U1 Turbine/Generator Full Power
07/28/04 1200 1153 100 U1 Turbine/Generator Full Power
07/28/04 1300 1153 100 U1 Turbine/Generator Full Power
07/28/04 1400 1153 100 U1 Turbine/Generator Full Power
07/28/04 1500 1154 100 U1 Turbine/Generator Full Power
07/28/04 1600 1154 100 U1 Turbine/Generator Full Power
07/28/04 1700 1154 100 U1 Turbine/Generator Full Power
07/28/04 1800 1153 100 U1 Turbine/Generator Full Power
07/28/04 1900 1153 100 U1 Turbine/Generator Full Power
07/28/04 2000 1153 100 U1 Turbine/Generator Full Power
07/28/04 2100 1153 99.9 U1 Turbine/Generator Full Power
07/28/04 2200 1153 100 U1 Turbine/Generator Full Power
07/28/04 2300 1154 100 U1 Turbine/Generator Full Power
07/28/04 2400 1154 100 U1 Turbine/Generator Full Power
07/29/04 0100 1153 99.9 U1 Turbine/Generator Full Power
07/29/04 0200 1152 100 U1 Turbine/Generator Full Power
07/29/04 0300 1152 100 U1 Turbine/Generator Full Power
07/29/04 0400 1152 100 U1 Turbine/Generator Full Power
07/29/04 0500 1152 100 U1 Turbine/Generator Full Power
07/29/04 0600 1153 100 U1 Turbine/Generator Full Power
07/29/04 0700 1151 100 U1 Turbine/Generator Full Power
07/29/04 0800 1153 100 U1 Turbine/Generator Full Power
07/29/04 0900 1153 100 U1 Turbine/Generator Full Power
07/29/04 1000 1153 100 U1 Turbine/Generator Full Power
07/29/04 1100 1153 100 U1 Turbine/Generator Full Power
07/29/04 1200 1153 100 U1 Turbine/Generator Full Power
07/29/04 1300 1153 100 U1 Turbine/Generator Full Power
07/29/04 1400 1153 100 U1 Turbine/Generator Full Power
07/29/04 1500 1152 100 U1 Turbine/Generator Full Power
07/29/04 1600 1152 100 U1 Turbine/Generator Full Power
07/29/04 1700 1151 100 U1 Turbine/Generator Full Power
07/29/04 1800 1152 100 U1 Turbine/Generator Full Power
07/29/04 1900 1152 100 U1 Turbine/Generator Full Power
07/29/04 2000 1152 100 U1 Turbine/Generator Full Power
07/29/04 2100 1151 100 U1 Turbine/Generator Full Power
07/29/04 2200 1150 100 U1 Turbine/Generator Full Power
07/29/04 2300 1150 100 U1 Turbine/Generator Full Power
07/29/04 2400 1150 100 U1 Turbine/Generator Full Power
07/30/04 0100 1151 100 U1 Turbine/Generator Full Power
07/30/04 0200 1151 100 U1 Turbine/Generator Full Power
07/30/04 0300 1151 100 U1 Turbine/Generator Full Power
07/30/04 0400 1151 100 U1 Turbine/Generator Full Power
07/30/04 0500 1150 100 U1 Turbine/Generator Full Power
07/30/04 0600 1151 100 U1 Turbine/Generator Full Power
07/30/04 0700 1151 100 U1 Turbine/Generator Full Power
07/30/04 0800 1153 100.1 U1 Turbine/Generator Full Power
07/30/04 0900 1151 100.1 U1 Turbine/Generator Full Power
07/30/04 1000 1149 100 U1 Turbine/Generator Full Power
07/30/04 1100 1151 100 U1 Turbine/Generator Full Power



07/30/04 1200 1152 100 U1 Turbine/Generator Full Power
07/30/04 1300 1151 99.9 U1 Turbine/Generator Full Power
07/30/04 1400 1150 99.9 U1 Turbine/Generator Full Power
07/30/04 1500 1151 100 U1 Turbine/Generator Full Power
07/30/04 1600 1148 100 U1 Turbine/Generator Full Power
07/30/04 1700 1150 100 U1 Turbine/Generator Full Power
07/30/04 1800 1150 100 U1 Turbine/Generator Full Power
07/30/04 1900 1151 100 U1 Turbine/Generator Full Power
07/30/04 2000 1151 100 U1 Turbine/Generator Full Power
07/30/04 2100 1151 100 U1 Turbine/Generator Full Power
07/30/04 2200 1150 100 U1 Turbine/Generator Full Power
07/30/04 2300 1150 100 U1 Turbine/Generator Full Power
07/30/04 2400 1150 100 U1 Turbine/Generator Full Power
07/31/04 0100 1150 100 U1 Turbine/Generator Full Power
07/31/04 0200 1150 100 U1 Turbine/Generator Full Power
07/31/04 0300 1150 100 U1 Turbine/Generator Full Power
07/31/04 0400 1150 100 U1 Turbine/Generator Full Power
07/31/04 0500 1150 100 U1 Turbine/Generator Full Power
07/31/04 0600 1150 100 U1 Turbine/Generator Full Power
07/31/04 0700 1149 100 U1 Turbine/Generator Full Power
07/31/04 0800 1150 100 U1 Turbine/Generator Full Power
07/31/04 0900 1149 100 U1 Turbine/Generator Full Power
07/31/04 1000 1150 100 U1 Turbine/Generator Full Power
07/31/04 1100 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1200 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1300 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1400 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1500 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1600 1151 99.9 U1 Turbine/Generator Full Power
07/31/04 1700 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 1800 1150 100 U1 Turbine/Generator Full Power
07/31/04 1900 1151 99.9 U1 Turbine/Generator Full Power
07/31/04 2000 1152 99.9 U1 Turbine/Generator Full Power
07/31/04 2100 1151 99.9 U1 Turbine/Generator Full Power
07/31/04 2200 1151 99.9 U1 Turbine/Generator Full Power
07/31/04 2300 1150 99.9 U1 Turbine/Generator Full Power
07/31/04 2400 1152 99.9 U1 Turbine/Generator Full Power
08/01/04 0100 1151 100 U1 Turbine/Generator Full Power
08/01/04 0200 1150 100 U1 Turbine/Generator Full Power
08/01/04 0300 1151 100 U1 Turbine/Generator Full Power
08/01/04 0400 1151 100 U1 Turbine/Generator Full Power
08/01/04 0500 1150 99.9 U1 Turbine/Generator Full Power
08/01/04 0600 1150 100 U1 Turbine/Generator Full Power
08/01/04 0700 1150 100 U1 Turbine/Generator Full Power
08/01/04 0800 1150 100 U1 Turbine/Generator Full Power
08/01/04 0900 1150 99.9 U1 Turbine/Generator Full Power
08/01/04 1000 1151 99.9 U1 Turbine/Generator Full Power
08/01/04 1100 1152 99.9 U1 Turbine/Generator Full Power
08/01/04 1200 1151 100 U1 Turbine/Generator Full Power
08/01/04 1300 1152 99.9 U1 Turbine/Generator Full Power
08/01/04 1400 1151 100 U1 Turbine/Generator Full Power
08/01/04 1500 1150 100 U1 Turbine/Generator Full Power
08/01/04 1600 1150 100 U1 Turbine/Generator Full Power
08/01/04 1700 1151 100 U1 Turbine/Generator Full Power
08/01/04 1800 1151 100 U1 Turbine/Generator Full Power



08/01/04 1900 1150 100 U1 Turbine/Generator Full Power
08/01/04 2000 1150 100 U1 Turbine/Generator Full Power
08/01/04 2100 1151 100 U1 Turbine/Generator Full Power
08/01/04 2200 1152 100 U1 Turbine/Generator Full Power
08/01/04 2300 1151 100 U1 Turbine/Generator Full Power
08/01/04 2400 1150 99.9 U1 Turbine/Generator Full Power
08/02/04 0100 1150 99.9 U1 Turbine/Generator Full Power
08/02/04 0200 1151 99.9 U1 Turbine/Generator Full Power
08/02/04 0300 1150 100 U1 Turbine/Generator Full Power
08/02/04 0400 1151 100 U1 Turbine/Generator Full Power
08/02/04 0500 1151 100 U1 Turbine/Generator Full Power
08/02/04 0600 1151 100 U1 Turbine/Generator Full Power
08/02/04 0700 1151 100 U1 Turbine/Generator Full Power
08/02/04 0800 1151 100 U1 Turbine/Generator Full Power
08/02/04 0900 1151 100 U1 Turbine/Generator Full Power
08/02/04 1000 1152 99.9 U1 Turbine/Generator Full Power
08/02/04 1100 1152 99.9 U1 Turbine/Generator Full Power
08/02/04 1200 1152 100 U1 Turbine/Generator Full Power
08/02/04 1300 1152 99.9 U1 Turbine/Generator Full Power
08/02/04 1400 1151 99.9 U1 Turbine/Generator Full Power
08/02/04 1500 1151 100 U1 Turbine/Generator Full Power
08/02/04 1600 1151 99.9 U1 Turbine/Generator Full Power
08/02/04 1700 1151 99.9 U1 Turbine/Generator Full Power
08/02/04 1800 1151 100 U1 Turbine/Generator Full Power
08/02/04 1900 1151 100 U1 Turbine/Generator Full Power
08/02/04 2000 1152 100 U1 Turbine/Generator Full Power
08/02/04 2100 1152 100 U1 Turbine/Generator Full Power
08/02/04 2200 1152 100 U1 Turbine/Generator Full Power
08/02/04 2300 1152 100 U1 Turbine/Generator Full Power
08/02/04 2400 1152 99.9 U1 Turbine/Generator Full Power
08/03/04 0100 1151 100 U1 Turbine/Generator Full Power
08/03/04 0200 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 0300 1151 100 U1 Turbine/Generator Full Power
08/03/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 0500 1151 100 U1 Turbine/Generator Full Power
08/03/04 0600 1151 100 U1 Turbine/Generator Full Power
08/03/04 0700 1151 100 U1 Turbine/Generator Full Power
08/03/04 0800 1151 100 U1 Turbine/Generator Full Power
08/03/04 0900 1151 100 U1 Turbine/Generator Full Power
08/03/04 1000 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 1100 1151 100 U1 Turbine/Generator Full Power
08/03/04 1200 1151 100 U1 Turbine/Generator Full Power
08/03/04 1300 1152 100 U1 Turbine/Generator Full Power
08/03/04 1400 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 1500 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 1600 1151 100 U1 Turbine/Generator Full Power
08/03/04 1700 1150 99.9 U1 Turbine/Generator Full Power
08/03/04 1800 1151 99.9 U1 Turbine/Generator Full Power
08/03/04 1900 1151 100 U1 Turbine/Generator Full Power
08/03/04 2000 1152 99.9 U1 Turbine/Generator Full Power
08/03/04 2100 1151 100 U1 Turbine/Generator Full Power
08/03/04 2200 1152 99.9 U1 Turbine/Generator Full Power
08/03/04 2300 1152 100 U1 Turbine/Generator Full Power
08/03/04 2400 1151 99.9 U1 Turbine/Generator Full Power
08/04/04 0100 1151 100 U1 Turbine/Generator Full Power



08/04/04 0200 1151 100 U1 Turbine/Generator Full Power
08/04/04 0300 1152 100 U1 Turbine/Generator Full Power
08/04/04 0400 1151 100 U1 Turbine/Generator Full Power
08/04/04 0500 1152 100 U1 Turbine/Generator Full Power
08/04/04 0600 1152 100 U1 Turbine/Generator Full Power
08/04/04 0700 1151 100 U1 Turbine/Generator Full Power
08/04/04 0800 1151 100 U1 Turbine/Generator Full Power
08/04/04 0900 1151 100.4 U1 Turbine/Generator Full Power
08/04/04 1000 1151 100.4 U1 Turbine/Generator Full Power
08/04/04 1100 1151 100.4 U1 Turbine/Generator Full Power
08/04/04 1200 1151 100.4 U1 Turbine/Generator Full Power
08/04/04 1300 1152 100.4 U1 Turbine/Generator Full Power
08/04/04 1400 1152 99.9 U1 Turbine/Generator Full Power
08/04/04 1500 1152 99.9 U1 Turbine/Generator Full Power
08/04/04 1600 1151 100 U1 Turbine/Generator Full Power
08/04/04 1700 1152 100 U1 Turbine/Generator Full Power
08/04/04 1800 1152 100 U1 Turbine/Generator Full Power
08/04/04 1900 1153 99.9 U1 Turbine/Generator Full Power
08/04/04 2000 1152 100 U1 Turbine/Generator Full Power
08/04/04 2100 1152 99.9 U1 Turbine/Generator Full Power
08/04/04 2200 1152 100 U1 Turbine/Generator Full Power
08/04/04 2300 1151 99.9 U1 Turbine/Generator Full Power
08/04/04 2400 1151 99.9 U1 Turbine/Generator Full Power
08/05/04 0100 1151 100 U1 Turbine/Generator Full Power
08/05/04 0200 1151 100 U1 Turbine/Generator Full Power
08/05/04 0300 1151 100 U1 Turbine/Generator Full Power
08/05/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/05/04 0500 1151 100 U1 Turbine/Generator Full Power
08/05/04 0600 1151 100 U1 Turbine/Generator Full Power
08/05/04 0700 1151 100 U1 Turbine/Generator Full Power
08/05/04 0800 1151 100 U1 Turbine/Generator Full Power
08/05/04 0900 1152 99.9 U1 Turbine/Generator Full Power
08/05/04 1000 1151 99.9 U1 Turbine/Generator Full Power
08/05/04 1100 1151 100 U1 Turbine/Generator Full Power
08/05/04 1200 1152 100 U1 Turbine/Generator Full Power
08/05/04 1300 1152 100 U1 Turbine/Generator Full Power
08/05/04 1400 1152 100 U1 Turbine/Generator Full Power
08/05/04 1500 1152 100 U1 Turbine/Generator Full Power
08/05/04 1600 1152 99.9 U1 Turbine/Generator Full Power
08/05/04 1700 1152 100 U1 Turbine/Generator Full Power
08/05/04 1800 1152 100 U1 Turbine/Generator Full Power
08/05/04 1900 1152 100 U1 Turbine/Generator Full Power
08/05/04 2000 1152 100 U1 Turbine/Generator Full Power
08/05/04 2100 1152 100 U1 Turbine/Generator Full Power
08/05/04 2200 1151 100 U1 Turbine/Generator Full Power
08/05/04 2300 1151 100 U1 Turbine/Generator Full Power
08/05/04 2400 1151 99.9 U1 Turbine/Generator Full Power
08/06/04 0100 1151 100 U1 Turbine/Generator Full Power
08/06/04 0200 1151 100 U1 Turbine/Generator Full Power
08/06/04 0300 1151 100 U1 Turbine/Generator Full Power
08/06/04 0400 1151 100 U1 Turbine/Generator Full Power
08/06/04 0500 1151 100 U1 Turbine/Generator Full Power
08/06/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/06/04 0700 1151 100 U1 Turbine/Generator Full Power
08/06/04 0800 1150 100 U1 Turbine/Generator Full Power



08/06/04 0900 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 1000 1151 100 U1 Turbine/Generator Full Power
08/06/04 1100 1151 100 U1 Turbine/Generator Full Power
08/06/04 1200 1150 100 U1 Turbine/Generator Full Power
08/06/04 1300 1151 100 U1 Turbine/Generator Full Power
08/06/04 1400 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 1500 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 1600 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 1700 1151 99.9 U1 Turbine/Generator Full Power
08/06/04 1800 1151 99.9 U1 Turbine/Generator Full Power
08/06/04 1900 1151 100 U1 Turbine/Generator Full Power
08/06/04 2000 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 2100 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 2200 1151 100 U1 Turbine/Generator Full Power
08/06/04 2300 1150 99.9 U1 Turbine/Generator Full Power
08/06/04 2400 1150 99.9 U1 Turbine/Generator Full Power
08/07/04 0100 1150 99.9 U1 Turbine/Generator Full Power
08/07/04 0200 1151 100 U1 Turbine/Generator Full Power
08/07/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 0500 1151 100 U1 Turbine/Generator Full Power
08/07/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 0700 1151 100 U1 Turbine/Generator Full Power
08/07/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 0900 1151 100 U1 Turbine/Generator Full Power
08/07/04 1000 1151 100 U1 Turbine/Generator Full Power
08/07/04 1100 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 1200 1151 100 U1 Turbine/Generator Full Power
08/07/04 1300 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 1400 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 1500 1151 100 U1 Turbine/Generator Full Power
08/07/04 1600 1151 100 U1 Turbine/Generator Full Power
08/07/04 1700 1151 100 U1 Turbine/Generator Full Power
08/07/04 1800 1151 100 U1 Turbine/Generator Full Power
08/07/04 1900 1152 100 U1 Turbine/Generator Full Power
08/07/04 2000 1151 100 U1 Turbine/Generator Full Power
08/07/04 2100 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 2200 1151 99.9 U1 Turbine/Generator Full Power
08/07/04 2300 1150 100 U1 Turbine/Generator Full Power
08/07/04 2400 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 0100 1150 100 U1 Turbine/Generator Full Power
08/08/04 0200 1150 100 U1 Turbine/Generator Full Power
08/08/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 0400 1150 100 U1 Turbine/Generator Full Power
08/08/04 0500 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 0700 1152 100 U1 Turbine/Generator Full Power
08/08/04 0800 1151 100 U1 Turbine/Generator Full Power
08/08/04 0900 1151 100 U1 Turbine/Generator Full Power
08/08/04 1000 1151 100 U1 Turbine/Generator Full Power
08/08/04 1100 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 1200 1150 99.9 U1 Turbine/Generator Full Power
08/08/04 1300 1150 99.9 U1 Turbine/Generator Full Power
08/08/04 1400 1152 100 U1 Turbine/Generator Full Power
08/08/04 1500 1151 100 U1 Turbine/Generator Full Power



08/08/04 1600 1152 100 U1 Turbine/Generator Full Power
08/08/04 1700 1152 99.9 U1 Turbine/Generator Full Power
08/08/04 1800 1151 100 U1 Turbine/Generator Full Power
08/08/04 1900 1151 100 U1 Turbine/Generator Full Power
08/08/04 2000 1152 99.9 U1 Turbine/Generator Full Power
08/08/04 2100 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 2200 1151 99.9 U1 Turbine/Generator Full Power
08/08/04 2300 1151 100 U1 Turbine/Generator Full Power
08/08/04 2400 1151 100 U1 Turbine/Generator Full Power
08/09/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0200 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0500 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0700 1151 100 U1 Turbine/Generator Full Power
08/09/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 0900 1152 100 U1 Turbine/Generator Full Power
08/09/04 1000 1151 100 U1 Turbine/Generator Full Power
08/09/04 1100 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 1200 1152 99.9 U1 Turbine/Generator Full Power
08/09/04 1300 1152 99.9 U1 Turbine/Generator Full Power
08/09/04 1400 1152 99.9 U1 Turbine/Generator Full Power
08/09/04 1500 1151 100 U1 Turbine/Generator Full Power
08/09/04 1600 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 1700 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 1800 1152 100 U1 Turbine/Generator Full Power
08/09/04 1900 1151 99.9 U1 Turbine/Generator Full Power
08/09/04 2000 1152 100 U1 Turbine/Generator Full Power
08/09/04 2100 1152 100 U1 Turbine/Generator Full Power
08/09/04 2200 1152 100 U1 Turbine/Generator Full Power
08/09/04 2300 1151 100 U1 Turbine/Generator Full Power
08/09/04 2400 1152 100 U1 Turbine/Generator Full Power
08/10/04 0100 1152 99.9 U1 Turbine/Generator Full Power
08/10/04 0200 1152 99.9 U1 Turbine/Generator Full Power
08/10/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 0500 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 0700 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 0800 1151 100 U1 Turbine/Generator Full Power
08/10/04 0900 1152 100 U1 Turbine/Generator Full Power
08/10/04 1000 1152 100 U1 Turbine/Generator Full Power
08/10/04 1100 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 1200 1152 100 U1 Turbine/Generator Full Power
08/10/04 1300 1153 99.9 U1 Turbine/Generator Full Power
08/10/04 1400 1152 99.9 U1 Turbine/Generator Full Power
08/10/04 1500 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 1600 1152 99.9 U1 Turbine/Generator Full Power
08/10/04 1700 1152 100 U1 Turbine/Generator Full Power
08/10/04 1800 1152 100 U1 Turbine/Generator Full Power
08/10/04 1900 1151 100 U1 Turbine/Generator Full Power
08/10/04 2000 1152 100 U1 Turbine/Generator Full Power
08/10/04 2100 1151 100 U1 Turbine/Generator Full Power
08/10/04 2200 1152 99.9 U1 Turbine/Generator Full Power



08/10/04 2300 1151 99.9 U1 Turbine/Generator Full Power
08/10/04 2400 1151 99.9 U1 Turbine/Generator Full Power
08/11/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/11/04 0200 1151 100 U1 Turbine/Generator Full Power
08/11/04 0300 1150 100.1 U1 Turbine/Generator Full Power
08/11/04 0400 1151 100.2 U1 Turbine/Generator Full Power
08/11/04 0500 1151 100.2 U1 Turbine/Generator Full Power
08/11/04 0600 1151 100 U1 Turbine/Generator Full Power
08/11/04 0700 1152 99.9 U1 Turbine/Generator Full Power
08/11/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/11/04 0900 1150 99.9 U1 Turbine/Generator Full Power
08/11/04 1000 1150 100 U1 Turbine/Generator Full Power
08/11/04 1100 1150 100 U1 Turbine/Generator Full Power
08/11/04 1200 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 1300 1150 100 U1 Turbine/Generator Full Power
08/11/04 1400 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 1500 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 1600 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 1700 1150 100 U1 Turbine/Generator Full Power
08/11/04 1800 1150 99.9 U1 Turbine/Generator Full Power
08/11/04 1900 1149 100 U1 Turbine/Generator Full Power
08/11/04 2000 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 2100 1149 100 U1 Turbine/Generator Full Power
08/11/04 2200 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 2300 1149 99.9 U1 Turbine/Generator Full Power
08/11/04 2400 1149 100 U1 Turbine/Generator Full Power
08/12/04 0100 1149 100.2 U1 Turbine/Generator Full Power
08/12/04 0200 1149 100.2 U1 Turbine/Generator Full Power
08/12/04 0300 1150 100.1 U1 Turbine/Generator Full Power
08/12/04 0400 1150 99.9 U1 Turbine/Generator Full Power
08/12/04 0500 1151 99.9 U1 Turbine/Generator Full Power
08/12/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/12/04 0700 1151 100 U1 Turbine/Generator Full Power
08/12/04 0800 1152 100 U1 Turbine/Generator Full Power
08/12/04 0900 1151 100 U1 Turbine/Generator Full Power
08/12/04 1000 1152 100 U1 Turbine/Generator Full Power
08/12/04 1100 1153 100 U1 Turbine/Generator Full Power
08/12/04 1200 1152 100 U1 Turbine/Generator Full Power
08/12/04 1300 1151 100 U1 Turbine/Generator Full Power
08/12/04 1400 1151 100 U1 Turbine/Generator Full Power
08/12/04 1500 1150 100 U1 Turbine/Generator Full Power
08/12/04 1600 1150 100 U1 Turbine/Generator Full Power
08/12/04 1700 1151 100 U1 Turbine/Generator Full Power
08/12/04 1800 1152 100 U1 Turbine/Generator Full Power
08/12/04 1900 1151 99.9 U1 Turbine/Generator Full Power
08/12/04 2000 1151 100 U1 Turbine/Generator Full Power
08/12/04 2100 1152 99.9 U1 Turbine/Generator Full Power
08/12/04 2200 1152 99.9 U1 Turbine/Generator Full Power
08/12/04 2300 1152 99.9 U1 Turbine/Generator Full Power
08/12/04 2400 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/13/04 0200 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/13/04 0400 1151 100 U1 Turbine/Generator Full Power
08/13/04 0500 1151 99.9 U1 Turbine/Generator Full Power



08/13/04 0600 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 0700 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 0800 1153 99.9 U1 Turbine/Generator Full Power
08/13/04 0900 1152 100 U1 Turbine/Generator Full Power
08/13/04 1000 1152 100 U1 Turbine/Generator Full Power
08/13/04 1100 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 1200 1153 99.9 U1 Turbine/Generator Full Power
08/13/04 1300 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 1400 1153 100 U1 Turbine/Generator Full Power
08/13/04 1500 1152 99.9 U1 Turbine/Generator Full Power
08/13/04 1600 1151 100 U1 Turbine/Generator Full Power
08/13/04 1700 1151 99.9 U1 Turbine/Generator Full Power
08/13/04 1800 1150 100 U1 Turbine/Generator Full Power
08/13/04 1900 1151 100 U1 Turbine/Generator Full Power
08/13/04 2000 1151 99.9 U1 Turbine/Generator Full Power
08/13/04 2100 1151 100 U1 Turbine/Generator Full Power
08/13/04 2200 1151 100 U1 Turbine/Generator Full Power
08/13/04 2300 1151 100 U1 Turbine/Generator Full Power
08/13/04 2400 1151 100 U1 Turbine/Generator Full Power
08/14/04 0100 1151 100 U1 Turbine/Generator Full Power
08/14/04 0200 1151 100 U1 Turbine/Generator Full Power
08/14/04 0300 1151 100 U1 Turbine/Generator Full Power
08/14/04 0400 1151 100 U1 Turbine/Generator Full Power
08/14/04 0500 1150 100 U1 Turbine/Generator Full Power
08/14/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/14/04 0700 1151 100 U1 Turbine/Generator Full Power
08/14/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/14/04 0900 1152 100 U1 Turbine/Generator Full Power
08/14/04 1000 1152 100 U1 Turbine/Generator Full Power
08/14/04 1100 1151 100 U1 Turbine/Generator Full Power
08/14/04 1200 1151 100 U1 Turbine/Generator Full Power
08/14/04 1300 1150 99.9 U1 Turbine/Generator Full Power
08/14/04 1400 1152 100 U1 Turbine/Generator Full Power
08/14/04 1500 1150 99.9 U1 Turbine/Generator Full Power
08/14/04 1600 1151 99.9 U1 Turbine/Generator Full Power
08/14/04 1700 1151 100 U1 Turbine/Generator Full Power
08/14/04 1800 1151 100 U1 Turbine/Generator Full Power
08/14/04 1900 1151 100 U1 Turbine/Generator Full Power
08/14/04 2000 1151 99.9 U1 Turbine/Generator Full Power
08/14/04 2100 1151 99.9 U1 Turbine/Generator Full Power
08/14/04 2200 1151 100 U1 Turbine/Generator Full Power
08/14/04 2300 1151 100 U1 Turbine/Generator Full Power
08/14/04 2400 1150 100 U1 Turbine/Generator Full Power
08/15/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 0200 1151 100 U1 Turbine/Generator Full Power
08/15/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 0400 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 0500 1151 100 U1 Turbine/Generator Full Power
08/15/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 0700 1151 100 U1 Turbine/Generator Full Power
08/15/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 0900 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 1000 1150 100 U1 Turbine/Generator Full Power
08/15/04 1100 1150 100 U1 Turbine/Generator Full Power
08/15/04 1200 1151 99.9 U1 Turbine/Generator Full Power



08/15/04 1300 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 1400 1152 100 U1 Turbine/Generator Full Power
08/15/04 1500 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 1600 1151 100 U1 Turbine/Generator Full Power
08/15/04 1700 1150 100 U1 Turbine/Generator Full Power
08/15/04 1800 1152 99.9 U1 Turbine/Generator Full Power
08/15/04 1900 1152 100 U1 Turbine/Generator Full Power
08/15/04 2000 1152 99.9 U1 Turbine/Generator Full Power
08/15/04 2100 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 2200 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 2300 1151 99.9 U1 Turbine/Generator Full Power
08/15/04 2400 1151 100 U1 Turbine/Generator Full Power
08/16/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/16/04 0200 1151 100 U1 Turbine/Generator Full Power
08/16/04 0300 1151 99.9 U1 Turbine/Generator Full Power
08/16/04 0400 1151 99.8 U1 Turbine/Generator Full Power
08/16/04 0500 1151 100 U1 Turbine/Generator Full Power
08/16/04 0600 1151 99.9 U1 Turbine/Generator Full Power
08/16/04 0700 1151 100 U1 Turbine/Generator Full Power
08/16/04 0800 1151 99.9 U1 Turbine/Generator Full Power
08/16/04 0900 1151 99.9 U1 Turbine/Generator Full Power
08/16/04 1000 1151 100 U1 Turbine/Generator Full Power
08/16/04 1100 1152 99.8 U1 Turbine/Generator Full Power
08/16/04 1200 1152 100 U1 Turbine/Generator Full Power
08/16/04 1300 1153 100 U1 Turbine/Generator Full Power
08/16/04 1400 1154 99.9 U1 Turbine/Generator Full Power
08/16/04 1500 1152 99.9 U1 Turbine/Generator Full Power
08/16/04 1600 1152 100 U1 Turbine/Generator Full Power
08/16/04 1700 1152 100 U1 Turbine/Generator Full Power
08/16/04 1800 1152 100 U1 Turbine/Generator Full Power
08/16/04 1900 1152 100 U1 Turbine/Generator Full Power
08/16/04 2000 1152 100 U1 Turbine/Generator Full Power
08/16/04 2100 1151 100.2 U1 Turbine/Generator Full Power
08/16/04 2200 1152 100.2 U1 Turbine/Generator Full Power
08/16/04 2300 1152 100.2 U1 Turbine/Generator Full Power
08/16/04 2400 1151 100.2 U1 Turbine/Generator Full Power
08/17/04 0100 1151 100 U1 Turbine/Generator Full Power
08/17/04 0200 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 0300 1151 100 U1 Turbine/Generator Full Power
08/17/04 0400 1151 100 U1 Turbine/Generator Full Power
08/17/04 0500 1151 100 U1 Turbine/Generator Full Power
08/17/04 0600 1151 100 U1 Turbine/Generator Full Power
08/17/04 0700 1151 100 U1 Turbine/Generator Full Power
08/17/04 0800 1151 100 U1 Turbine/Generator Full Power
08/17/04 0900 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 1000 1151 100 U1 Turbine/Generator Full Power
08/17/04 1100 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 1200 1151 100 U1 Turbine/Generator Full Power
08/17/04 1300 1151 100 U1 Turbine/Generator Full Power
08/17/04 1400 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 1500 1151 100 U1 Turbine/Generator Full Power
08/17/04 1600 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 1700 1151 100 U1 Turbine/Generator Full Power
08/17/04 1800 1151 100 U1 Turbine/Generator Full Power
08/17/04 1900 1151 100 U1 Turbine/Generator Full Power



08/17/04 2000 1151 100 U1 Turbine/Generator Full Power
08/17/04 2100 1151 100 U1 Turbine/Generator Full Power
08/17/04 2200 1151 99.9 U1 Turbine/Generator Full Power
08/17/04 2300 1151 100 U1 Turbine/Generator Full Power
08/17/04 2400 1151 100 U1 Turbine/Generator Full Power
08/18/04 0100 1151 99.9 U1 Turbine/Generator Full Power
08/18/04 0200 1151 100 U1 Turbine/Generator Full Power
08/18/04 0300 1151 100 U1 Turbine/Generator Full Power
08/18/04 0400 1150 99.9 U1 Turbine/Generator Full Power
08/18/04 0500 1151 100 U1 Turbine/Generator Full Power
08/18/04 0600 1150 100 U1 Turbine/Generator Full Power
08/18/04 0700 1151 100 U1 Turbine/Generator Full Power
08/18/04 0800 1151 100 U1 Turbine/Generator Full Power
08/18/04 0900 1151 100 U1 Turbine/Generator Full Power
08/18/04 1000 1151 100 U1 Turbine/Generator Full Power
08/18/04 1100 1151 100 U1 Turbine/Generator Full Power
08/18/04 1200 1151 100 U1 Turbine/Generator Full Power
08/18/04 1300 1151 100 U1 Turbine/Generator Full Power
08/18/04 1400 1151 100 U1 Turbine/Generator Full Power
08/18/04 1500 1151 100 U1 Turbine/Generator Full Power
08/18/04 1600 1151 100 U1 Turbine/Generator Full Power
08/18/04 1700 1151 100 U1 Turbine/Generator Full Power
08/18/04 1800 1151 99.9 U1 Turbine/Generator Full Power
08/18/04 1900 1150 100 U1 Turbine/Generator Full Power
08/18/04 2000 1151 100 U1 Turbine/Generator Full Power
08/18/04 2100 1151 100 U1 Turbine/Generator Full Power
08/18/04 2200 1150 99.9 U1 Turbine/Generator Full Power
08/18/04 2300 1151 100 U1 Turbine/Generator Full Power
08/18/04 2400 1150 99.9 U1 Turbine/Generator Full Power
08/19/04 0100 1151 100 U1 Turbine/Generator Full Power
08/19/04 0200 1151 100 U1 Turbine/Generator Full Power
08/19/04 0300 1150 100 U1 Turbine/Generator Full Power
08/19/04 0400 1150 100 U1 Turbine/Generator Full Power
08/19/04 0500 1150 99.9 U1 Turbine/Generator Full Power
08/19/04 0600 1150 99.9 U1 Turbine/Generator Full Power
08/19/04 0700 1151 100 U1 Turbine/Generator Full Power
08/19/04 0800 1151 100 U1 Turbine/Generator Full Power
08/19/04 0900 1151 100 U1 Turbine/Generator Full Power
08/19/04 1000 1151 100 U1 Turbine/Generator Full Power
08/19/04 1100 1151 100 U1 Turbine/Generator Full Power
08/19/04 1200 1150 100 U1 Turbine/Generator Full Power
08/19/04 1300 1150 100 U1 Turbine/Generator Full Power
08/19/04 1400 1149 100 U1 Turbine/Generator Full Power
08/19/04 1500 1149 99.9 U1 Turbine/Generator Full Power
08/19/04 1600 1149 99.9 U1 Turbine/Generator Full Power
08/19/04 1700 1150 100 U1 Turbine/Generator Full Power
08/19/04 1800 1150 100 U1 Turbine/Generator Full Power
08/19/04 1900 1150 100 U1 Turbine/Generator Full Power
08/19/04 2000 1150 100 U1 Turbine/Generator Full Power
08/19/04 2100 1150 100 U1 Turbine/Generator Full Power
08/19/04 2200 1150 100 U1 Turbine/Generator Full Power
08/19/04 2300 1151 100 U1 Turbine/Generator Full Power
08/19/04 2400 1151 100 U1 Turbine/Generator Full Power
08/20/04 0100 1151 100 U1 Turbine/Generator Full Power
08/20/04 0200 1151 100 U1 Turbine/Generator Full Power



08/20/04 0300 1151 100 U1 Turbine/Generator Full Power
08/20/04 0400 1151 100 U1 Turbine/Generator Full Power
08/20/04 0500 1151 100 U1 Turbine/Generator Full Power
08/20/04 0600 1151 100 U1 Turbine/Generator Full Power
08/20/04 0700 1151 100 U1 Turbine/Generator Full Power
08/20/04 0800 1151 100 U1 Turbine/Generator Full Power
08/20/04 0900 1151 100 U1 Turbine/Generator Full Power
08/20/04 1000 1151 100 U1 Turbine/Generator Full Power
08/20/04 1100 1152 100 U1 Turbine/Generator Full Power
08/20/04 1200 1150 100.1 U1 Turbine/Generator Full Power
08/20/04 1300 1150 100 U1 Turbine/Generator Full Power
08/20/04 1400 1150 99.9 U1 Turbine/Generator Full Power
08/20/04 1500 1150 99.9 U1 Turbine/Generator Full Power
08/20/04 1600 1150 100 U1 Turbine/Generator Full Power
08/20/04 1700 1149 99.9 U1 Turbine/Generator Full Power
08/20/04 1800 1150 100 U1 Turbine/Generator Full Power
08/20/04 1900 1150 100 U1 Turbine/Generator Full Power
08/20/04 2000 1151 100 U1 Turbine/Generator Full Power
08/20/04 2100 1152 100 U1 Turbine/Generator Full Power
08/20/04 2200 1152 100 U1 Turbine/Generator Full Power
08/20/04 2300 1151 100 U1 Turbine/Generator Full Power
08/20/04 2400 1151 100 U1 Turbine/Generator Full Power
08/21/04 0100 1151 100 U1 Turbine/Generator Full Power
08/21/04 0200 1150 100 U1 Turbine/Generator Full Power
08/21/04 0300 1151 100 U1 Turbine/Generator Full Power
08/21/04 0400 1150 100 U1 Turbine/Generator Full Power
08/21/04 0500 1151 100 U1 Turbine/Generator Full Power
08/21/04 0600 1150 100 U1 Turbine/Generator Full Power
08/21/04 0700 1151 100 U1 Turbine/Generator Full Power
08/21/04 0800 1149 99.9 U1 Turbine/Generator Full Power
08/21/04 0900 1149 99.9 U1 Turbine/Generator Full Power
08/21/04 1000 1150 99.9 U1 Turbine/Generator Full Power
08/21/04 1100 1149 100 U1 Turbine/Generator Full Power
08/21/04 1200 1149 100 U1 Turbine/Generator Full Power
08/21/04 1300 1150 100 U1 Turbine/Generator Full Power
08/21/04 1400 1150 99.9 U1 Turbine/Generator Full Power
08/21/04 1500 1149 100 U1 Turbine/Generator Full Power
08/21/04 1600 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 1700 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 1800 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 1900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 2000 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 2100 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 2200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 2300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/21/04 2400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0100 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0200 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0500 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0600 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0700 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0800 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 0900 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/22/04 1000 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1200 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1500 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1600 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1700 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1800 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 1900 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 2000 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 2100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 2200 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 2300 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/22/04 2400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0200 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0500 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0600 1152 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0700 1151 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0800 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 0900 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1000 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1300 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1400 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1500 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1600 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1700 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1800 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 1900 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 2000 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 2100 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 2200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 2300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/23/04 2400 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0500 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0600 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0700 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0800 1150 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 0900 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1000 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1100 1155 100.1 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1200 1155 100.1 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1300 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1400 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1500 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1600 1145 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/24/04 1700 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 1900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2100 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2300 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2400 1147 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0100 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0200 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0300 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0400 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0500 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0600 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0700 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0800 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0900 1150 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1400 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1500 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1600 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1700 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1900 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2000 1147 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2100 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2200 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2300 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2400 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0200 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0400 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0500 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0600 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0700 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1000 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1100 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1200 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1300 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1400 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1500 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1600 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1700 1147 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1800 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1900 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2200 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/26/04 2400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0200 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0300 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0400 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0500 1151 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0600 1150 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0700 1150 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0800 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0900 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1000 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1400 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1500 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1600 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1700 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2100 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2200 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2300 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0100 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0200 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0300 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0500 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0600 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0700 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0900 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1000 1146 99.8 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1100 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1200 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1300 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1400 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1500 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1600 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1700 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1900 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2100 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2200 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2400 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0500 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0600 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/29/04 0700 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0800 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1000 1147 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1100 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1200 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1300 1147 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1400 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1500 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1600 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1700 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1800 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1900 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2300 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2400 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0100 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0300 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0400 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0500 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0600 1150 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0700 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0800 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0900 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1000 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1100 1147 99.8 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1200 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1300 1146 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1400 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1500 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1600 1146 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1700 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1800 1147 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1900 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2000 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2100 1149 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2200 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2300 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2400 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0100 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0200 1148 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0300 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0400 1148 99.9 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0500 1149 100 U1 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0600 1150 100 U1 Turbine/Generator Full Power
08/31/04 0700 1149 100 U1 Turbine/Generator Full Power
08/31/04 0800 1149 99.9 U1 Turbine/Generator Full Power
08/31/04 0900 1149 100 U1 Turbine/Generator Full Power
08/31/04 1000 1147 99.7 U1 Turbine/Generator Full Power
08/31/04 1100 1149 99.9 U1 Turbine/Generator Full Power
08/31/04 1200 1149 99.9 U1 Turbine/Generator Full Power
08/31/04 1300 1148 100 U1 Turbine/Generator Full Power



08/31/04 1400 1148 100 U1 Turbine/Generator Full Power
08/31/04 1500 1148 99.9 U1 Turbine/Generator Full Power
08/31/04 1600 1149 100 U1 Turbine/Generator Full Power
08/31/04 1700 1149 100 U1 Turbine/Generator Full Power
08/31/04 1800 1150 99.9 U1 Turbine/Generator Full Power
08/31/04 1900 1151 100 U1 Turbine/Generator Full Power
08/31/04 2000 1151 100 U1 Turbine/Generator Full Power
08/31/04 2100 1151 100 U1 Turbine/Generator Full Power
08/31/04 2200 1150 99.9 U1 Turbine/Generator Full Power
08/31/04 2300 1150 100 U1 Turbine/Generator Full Power
08/31/04 2400 1149 100 U1 Turbine/Generator Full Power
09/01/04 0100 1150 99.9 U1 Turbine/Generator Full Power
09/01/04 0200 1150 100 U1 Turbine/Generator Full Power
09/01/04 0300 1149 100 U1 Turbine/Generator Full Power
09/01/04 0400 1149 100 U1 Turbine/Generator Full Power
09/01/04 0500 1149 100 U1 Turbine/Generator Full Power
09/01/04 0600 1150 100 U1 Turbine/Generator Full Power
09/01/04 0700 1149 100 U1 Turbine/Generator Full Power
09/01/04 0800 1150 100 U1 Turbine/Generator Full Power
09/01/04 0900 1150 100 U1 Turbine/Generator Full Power
09/01/04 1000 1150 100 U1 Turbine/Generator Full Power
09/01/04 1100 1149 100 U1 Turbine/Generator Full Power
09/01/04 1200 1150 100 U1 Turbine/Generator Full Power
09/01/04 1300 1149 100 U1 Turbine/Generator Full Power
09/01/04 1400 1149 100 U1 Turbine/Generator Full Power
09/01/04 1500 1149 100 U1 Turbine/Generator Full Power
09/01/04 1600 1150 100 U1 Turbine/Generator Full Power
09/01/04 1700 1150 100 U1 Turbine/Generator Full Power
09/01/04 1800 1149 100 U1 Turbine/Generator Full Power
09/01/04 1900 1149 100 U1 Turbine/Generator Full Power
09/01/04 2000 1151 100 U1 Turbine/Generator Full Power
09/01/04 2100 1150 100 U1 Turbine/Generator Full Power
09/01/04 2200 1152 100 U1 Turbine/Generator Full Power
09/01/04 2300 1152 100 U1 Turbine/Generator Full Power
09/01/04 2400 1151 100 U1 Turbine/Generator Full Power
09/02/04 0100 1151 99.9 U1 Turbine/Generator Full Power
09/02/04 0200 1151 99.9 U1 Turbine/Generator Full Power
09/02/04 0300 1150 100 U1 Turbine/Generator Full Power
09/02/04 0400 1150 100 U1 Turbine/Generator Full Power
09/02/04 0500 1151 100 U1 Turbine/Generator Full Power
09/02/04 0600 1149 99.9 U1 Turbine/Generator Full Power
09/02/04 0700 1151 100 U1 Turbine/Generator Full Power
09/02/04 0800 1150 100 U1 Turbine/Generator Full Power
09/02/04 0900 1150 100 U1 Turbine/Generator Full Power
09/02/04 1000 1150 100 U1 Turbine/Generator Full Power
09/02/04 1100 1150 100 U1 Turbine/Generator Full Power
09/02/04 1200 1150 100 12:59 U1 FW Heater 1-1A level control problem.  AR A0617736.
09/02/04 1300 1149 100 13:31 U1 Reduced 12 Mw due to FW Htr 1-1A level problem.
09/02/04 1400 1137 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 1500 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 1600 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 1700 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 1800 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 1900 1137 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 2000 1137 100 U1 slight reduction due to FW Htr 1-1A level problem.



09/02/04 2100 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 2200 1138 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 2300 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/02/04 2400 1136 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0100 1137 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0200 1136 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0300 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0400 1137 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0500 1136 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0600 1136 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0700 1135 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0800 1136 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 0900 1136 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1000 1135 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1100 1135 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1200 1135 100 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1300 1135 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1400 1135 99.9 U1 slight reduction due to FW Htr 1-1A level problem.
09/03/04 1500 1147 99.9 15:09 FW Htr 1-1A problem corrected.  Back at full power.
09/03/04 1600 1148 99.9 U1 Turbine/Generator Full Power
09/03/04 1700 1148 100 U1 Turbine/Generator Full Power
09/03/04 1800 1150 100 U1 Turbine/Generator Full Power
09/03/04 1900 1150 100 U1 Turbine/Generator Full Power
09/03/04 2000 1149 100 U1 Turbine/Generator Full Power
09/03/04 2100 1150 100 U1 Turbine/Generator Full Power
09/03/04 2200 1150 100 U1 Turbine/Generator Full Power
09/03/04 2300 1149 99.9 U1 Turbine/Generator Full Power
09/03/04 2400 1150 100 U1 Turbine/Generator Full Power
09/04/04 0100 1150 100 U1 Turbine/Generator Full Power
09/04/04 0200 1149 100 U1 Turbine/Generator Full Power
09/04/04 0300 1149 100 U1 Turbine/Generator Full Power
09/04/04 0400 1150 100 U1 Turbine/Generator Full Power
09/04/04 0500 1151 100 U1 Turbine/Generator Full Power
09/04/04 0600 1151 100 U1 Turbine/Generator Full Power
09/04/04 0700 1150 100 U1 Turbine/Generator Full Power
09/04/04 0800 1149 100 U1 Turbine/Generator Full Power
09/04/04 0900 1149 100 U1 Turbine/Generator Full Power
09/04/04 1000 1149 100 U1 Turbine/Generator Full Power
09/04/04 1100 1149 100 U1 Turbine/Generator Full Power
09/04/04 1200 1149 100 U1 Turbine/Generator Full Power
09/04/04 1300 1149 100 U1 Turbine/Generator Full Power
09/04/04 1400 1149 100 U1 Turbine/Generator Full Power
09/04/04 1500 1148 100 U1 Turbine/Generator Full Power
09/04/04 1600 1148 99.9 U1 Turbine/Generator Full Power
09/04/04 1700 1148 100 U1 Turbine/Generator Full Power
09/04/04 1800 1148 100 U1 Turbine/Generator Full Power
09/04/04 1900 1148 100 U1 Turbine/Generator Full Power
09/04/04 2000 1148 100 U1 Turbine/Generator Full Power
09/04/04 2100 1149 100 U1 Turbine/Generator Full Power
09/04/04 2200 1149 100 U1 Turbine/Generator Full Power
09/04/04 2300 1149 100 U1 Turbine/Generator Full Power
09/04/04 2400 1151 100 U1 Turbine/Generator Full Power
09/05/04 0100 1150 100 U1 Turbine/Generator Full Power
09/05/04 0200 1150 100 U1 Turbine/Generator Full Power
09/05/04 0300 1151 100 U1 Turbine/Generator Full Power



09/05/04 0400 1150 100 U1 Turbine/Generator Full Power
09/05/04 0500 1149 100 U1 Turbine/Generator Full Power
09/05/04 0600 1149 100 U1 Turbine/Generator Full Power
09/05/04 0700 1149 99.9 U1 Turbine/Generator Full Power
09/05/04 0800 1149 100 U1 Turbine/Generator Full Power
09/05/04 0900 1149 100 U1 Turbine/Generator Full Power
09/05/04 1000 1149 100 U1 Turbine/Generator Full Power
09/05/04 1100 1148 100 U1 Turbine/Generator Full Power
09/05/04 1200 1147 99.9 U1 Turbine/Generator Full Power
09/05/04 1300 1146 100 U1 Turbine/Generator Full Power
09/05/04 1400 1147 100 U1 Turbine/Generator Full Power
09/05/04 1500 1146 100 U1 Turbine/Generator Full Power
09/05/04 1600 1146 99.9 U1 Turbine/Generator Full Power
09/05/04 1700 1147 100 U1 Turbine/Generator Full Power
09/05/04 1800 1147 100 U1 Turbine/Generator Full Power
09/05/04 1900 1148 100 U1 Turbine/Generator Full Power
09/05/04 2000 1148 100 U1 Turbine/Generator Full Power
09/05/04 2100 1148 99.9 U1 Turbine/Generator Full Power
09/05/04 2200 1149 100 U1 Turbine/Generator Full Power
09/05/04 2300 1148 100 U1 Turbine/Generator Full Power
09/05/04 2400 1149 100 U1 Turbine/Generator Full Power
09/06/04 0100 1149 100 U1 Turbine/Generator Full Power
09/06/04 0200 1149 99.9 U1 Turbine/Generator Full Power
09/06/04 0300 1148 100 U1 Turbine/Generator Full Power
09/06/04 0400 1149 99.9 U1 Turbine/Generator Full Power
09/06/04 0500 1148 100 U1 Turbine/Generator Full Power
09/06/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/06/04 0700 1147 100 U1 Turbine/Generator Full Power
09/06/04 0800 1147 100 U1 Turbine/Generator Full Power
09/06/04 0900 1147 100 U1 Turbine/Generator Full Power
09/06/04 1000 1147 100 U1 Turbine/Generator Full Power
09/06/04 1100 1148 100 U1 Turbine/Generator Full Power
09/06/04 1200 1148 100 U1 Turbine/Generator Full Power
09/06/04 1300 1148 100 U1 Turbine/Generator Full Power
09/06/04 1400 1148 100 U1 Turbine/Generator Full Power
09/06/04 1500 1147 99.9 U1 Turbine/Generator Full Power
09/06/04 1600 1147 100 U1 Turbine/Generator Full Power
09/06/04 1700 1147 100 U1 Turbine/Generator Full Power
09/06/04 1800 1147 100 U1 Turbine/Generator Full Power
09/06/04 1900 1147 100 U1 Turbine/Generator Full Power
09/06/04 2000 1147 100 U1 Turbine/Generator Full Power
09/06/04 2100 1147 100 U1 Turbine/Generator Full Power
09/06/04 2200 1147 100 U1 Turbine/Generator Full Power
09/06/04 2300 1148 100 U1 Turbine/Generator Full Power
09/06/04 2400 1147 99.9 U1 Turbine/Generator Full Power
09/07/04 0100 1148 100 U1 Turbine/Generator Full Power
09/07/04 0200 1148 100 U1 Turbine/Generator Full Power
09/07/04 0300 1148 100 U1 Turbine/Generator Full Power
09/07/04 0400 1147 100 U1 Turbine/Generator Full Power
09/07/04 0500 1148 99.9 U1 Turbine/Generator Full Power
09/07/04 0600 1147 99.9 U1 Turbine/Generator Full Power
09/07/04 0700 1147 99.9 U1 Turbine/Generator Full Power
09/07/04 0800 1147 100 U1 Turbine/Generator Full Power
09/07/04 0900 1147 99.9 U1 Turbine/Generator Full Power
09/07/04 1000 1148 100 U1 Turbine/Generator Full Power



09/07/04 1100 1146 100.1 U1 Turbine/Generator Full Power
09/07/04 1200 1145 100 U1 Turbine/Generator Full Power
09/07/04 1300 1145 100 U1 Turbine/Generator Full Power
09/07/04 1400 1146 100 U1 Turbine/Generator Full Power
09/07/04 1500 1146 100 U1 Turbine/Generator Full Power
09/07/04 1600 1147 100 U1 Turbine/Generator Full Power
09/07/04 1700 1154 100 U1 Turbine/Generator Full Power
09/07/04 1800 1155 100 U1 Turbine/Generator Full Power
09/07/04 1900 1155 100 U1 Turbine/Generator Full Power
09/07/04 2000 1148 100 U1 Turbine/Generator Full Power
09/07/04 2100 1147 100 U1 Turbine/Generator Full Power
09/07/04 2200 1147 100 U1 Turbine/Generator Full Power
09/07/04 2300 1147 100 U1 Turbine/Generator Full Power
09/07/04 2400 1147 100 U1 Turbine/Generator Full Power
09/08/04 0100 1148 100 U1 Turbine/Generator Full Power
09/08/04 0200 1147 100 U1 Turbine/Generator Full Power
09/08/04 0300 1148 100 U1 Turbine/Generator Full Power
09/08/04 0400 1148 100 U1 Turbine/Generator Full Power
09/08/04 0500 1146 100 U1 Turbine/Generator Full Power
09/08/04 0600 1146 100 U1 Turbine/Generator Full Power
09/08/04 0700 1146 100 U1 Turbine/Generator Full Power
09/08/04 0800 1145 100 U1 Turbine/Generator Full Power
09/08/04 0900 1145 100 U1 Turbine/Generator Full Power
09/08/04 1000 1145 100 U1 Turbine/Generator Full Power
09/08/04 1100 1144 100 U1 Turbine/Generator Full Power
09/08/04 1200 1145 100 U1 Turbine/Generator Full Power
09/08/04 1300 1145 99.9 U1 Turbine/Generator Full Power
09/08/04 1400 1145 99.9 U1 Turbine/Generator Full Power
09/08/04 1500 1145 100 U1 Turbine/Generator Full Power
09/08/04 1600 1144 99.9 U1 Turbine/Generator Full Power
09/08/04 1700 1144 100 U1 Turbine/Generator Full Power
09/08/04 1800 1146 100 U1 Turbine/Generator Full Power
09/08/04 1900 1145 100 U1 Turbine/Generator Full Power
09/08/04 2000 1145 99.9 U1 Turbine/Generator Full Power
09/08/04 2100 1145 99.9 U1 Turbine/Generator Full Power
09/08/04 2200 1144 100 U1 Turbine/Generator Full Power
09/08/04 2300 1145 100 U1 Turbine/Generator Full Power
09/08/04 2400 1144 100 U1 Turbine/Generator Full Power
09/09/04 0100 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 0200 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 0300 1143 99.9 U1 Turbine/Generator Full Power
09/09/04 0400 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 0500 1144 100 U1 Turbine/Generator Full Power
09/09/04 0600 1145 100 U1 Turbine/Generator Full Power
09/09/04 0700 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 0800 1145 100 U1 Turbine/Generator Full Power
09/09/04 0900 1151 100 U1 Turbine/Generator Full Power
09/09/04 1000 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 1100 1144 100 U1 Turbine/Generator Full Power
09/09/04 1200 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 1300 1144 99.9 U1 Turbine/Generator Full Power
09/09/04 1400 1144 100 U1 Turbine/Generator Full Power
09/09/04 1500 1143 100 U1 Turbine/Generator Full Power
09/09/04 1600 1145 99.9 U1 Turbine/Generator Full Power
09/09/04 1700 1145 100 U1 Turbine/Generator Full Power



09/09/04 1800 1146 100 U1 Turbine/Generator Full Power
09/09/04 1900 1146 99.9 U1 Turbine/Generator Full Power
09/09/04 2000 1145 100 U1 Turbine/Generator Full Power
09/09/04 2100 1147 99.9 U1 Turbine/Generator Full Power
09/09/04 2200 1153 100 U1 Turbine/Generator Full Power
09/09/04 2300 1153 100 U1 Turbine/Generator Full Power
09/09/04 2400 1145 100 U1 Turbine/Generator Full Power
09/10/04 0100 1145 100 U1 Turbine/Generator Full Power
09/10/04 0200 1146 100 U1 Turbine/Generator Full Power
09/10/04 0300 1146 100 U1 Turbine/Generator Full Power
09/10/04 0400 1146 100 U1 Turbine/Generator Full Power
09/10/04 0500 1148 100 U1 Turbine/Generator Full Power
09/10/04 0600 1146 99.9 U1 Turbine/Generator Full Power
09/10/04 0700 1148 99.9 U1 Turbine/Generator Full Power
09/10/04 0800 1147 100 U1 Turbine/Generator Full Power
09/10/04 0900 1147 100 U1 Turbine/Generator Full Power
09/10/04 1000 1147 100 U1 Turbine/Generator Full Power
09/10/04 1100 1145 100 U1 Turbine/Generator Full Power
09/10/04 1200 1145 100 U1 Turbine/Generator Full Power
09/10/04 1300 1148 100 U1 Turbine/Generator Full Power
09/10/04 1400 1145 100 U1 Turbine/Generator Full Power
09/10/04 1500 1147 99.9 U1 Turbine/Generator Full Power
09/10/04 1600 1146 100 U1 Turbine/Generator Full Power
09/10/04 1700 1146 100 U1 Turbine/Generator Full Power
09/10/04 1800 1145 100 U1 Turbine/Generator Full Power
09/10/04 1900 1147 100 U1 Turbine/Generator Full Power
09/10/04 2000 1148 100 U1 Turbine/Generator Full Power
09/10/04 2100 1148 99.9 U1 Turbine/Generator Full Power
09/10/04 2200 1146 99.9 U1 Turbine/Generator Full Power
09/10/04 2300 1148 100 U1 Turbine/Generator Full Power
09/10/04 2400 1148 100 U1 Turbine/Generator Full Power
09/11/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/11/04 0200 1148 100 U1 Turbine/Generator Full Power
09/11/04 0300 1148 100 U1 Turbine/Generator Full Power
09/11/04 0400 1147 100 U1 Turbine/Generator Full Power
09/11/04 0500 1147 99.9 U1 Turbine/Generator Full Power
09/11/04 0600 1148 100 U1 Turbine/Generator Full Power
09/11/04 0700 1148 100 U1 Turbine/Generator Full Power
09/11/04 0800 1148 100 U1 Turbine/Generator Full Power
09/11/04 0900 1148 100 U1 Turbine/Generator Full Power
09/11/04 1000 1148 100 U1 Turbine/Generator Full Power
09/11/04 1100 1146 100 U1 Turbine/Generator Full Power
09/11/04 1200 1146 100 U1 Turbine/Generator Full Power
09/11/04 1300 1146 100 U1 Turbine/Generator Full Power
09/11/04 1400 1145 100 U1 Turbine/Generator Full Power
09/11/04 1500 1145 100 U1 Turbine/Generator Full Power
09/11/04 1600 1146 100 U1 Turbine/Generator Full Power
09/11/04 1700 1145 100 U1 Turbine/Generator Full Power
09/11/04 1800 1145 100 U1 Turbine/Generator Full Power
09/11/04 1900 1146 100 U1 Turbine/Generator Full Power
09/11/04 2000 1146 99.9 U1 Turbine/Generator Full Power
09/11/04 2100 1147 99.9 U1 Turbine/Generator Full Power
09/11/04 2200 1146 99.9 U1 Turbine/Generator Full Power
09/11/04 2300 1147 99.9 U1 Turbine/Generator Full Power
09/11/04 2400 1146 100 U1 Turbine/Generator Full Power



09/12/04 0100 1145 99.9 U1 Turbine/Generator Full Power
09/12/04 0200 1147 100 U1 Turbine/Generator Full Power
09/12/04 0300 1147 100 U1 Turbine/Generator Full Power
09/12/04 0400 1146 99.9 U1 Turbine/Generator Full Power
09/12/04 0500 1146 100 U1 Turbine/Generator Full Power
09/12/04 0600 1146 100 U1 Turbine/Generator Full Power
09/12/04 0700 1148 100 U1 Turbine/Generator Full Power
09/12/04 0800 1147 99.9 U1 Turbine/Generator Full Power
09/12/04 0900 1147 100 U1 Turbine/Generator Full Power
09/12/04 1000 1147 99.9 U1 Turbine/Generator Full Power
09/12/04 1100 1148 100 U1 Turbine/Generator Full Power
09/12/04 1200 1145 100 U1 Turbine/Generator Full Power
09/12/04 1300 1146 100 U1 Turbine/Generator Full Power
09/12/04 1400 1145 99.9 U1 Turbine/Generator Full Power
09/12/04 1500 1145 100 U1 Turbine/Generator Full Power
09/12/04 1600 1145 100 U1 Turbine/Generator Full Power
09/12/04 1700 1146 100 U1 Turbine/Generator Full Power
09/12/04 1800 1145 100 U1 Turbine/Generator Full Power
09/12/04 1900 1145 100 U1 Turbine/Generator Full Power
09/12/04 2000 1146 99.9 U1 Turbine/Generator Full Power
09/12/04 2100 1147 100 U1 Turbine/Generator Full Power
09/12/04 2200 1146 100 U1 Turbine/Generator Full Power
09/12/04 2300 1146 99.9 U1 Turbine/Generator Full Power
09/12/04 2400 1147 100 U1 Turbine/Generator Full Power
09/13/04 0100 1147 100 U1 Turbine/Generator Full Power
09/13/04 0200 1148 100 U1 Turbine/Generator Full Power
09/13/04 0300 1148 100 U1 Turbine/Generator Full Power
09/13/04 0400 1155 100 U1 Turbine/Generator Full Power
09/13/04 0500 1155 100 U1 Turbine/Generator Full Power
09/13/04 0600 1155 100 U1 Turbine/Generator Full Power
09/13/04 0700 1147 100 U1 Turbine/Generator Full Power
09/13/04 0800 1148 100 U1 Turbine/Generator Full Power
09/13/04 0900 1149 100 U1 Turbine/Generator Full Power
09/13/04 1000 1149 100 U1 Turbine/Generator Full Power
09/13/04 1100 1146 100 U1 Turbine/Generator Full Power
09/13/04 1200 1146 100 U1 Turbine/Generator Full Power
09/13/04 1300 1146 100 U1 Turbine/Generator Full Power
09/13/04 1400 1146 100 U1 Turbine/Generator Full Power
09/13/04 1500 1146 100 U1 Turbine/Generator Full Power
09/13/04 1600 1146 100 U1 Turbine/Generator Full Power
09/13/04 1700 1148 100 U1 Turbine/Generator Full Power
09/13/04 1800 1148 100 U1 Turbine/Generator Full Power
09/13/04 1900 1150 100 U1 Turbine/Generator Full Power
09/13/04 2000 1148 100 U1 Turbine/Generator Full Power
09/13/04 2100 1149 100 U1 Turbine/Generator Full Power
09/13/04 2200 1156 100.2 U1 Turbine/Generator Full Power
09/13/04 2300 1155 100.1 U1 Turbine/Generator Full Power
09/13/04 2400 1153 100 U1 Turbine/Generator Full Power
09/14/04 0100 1145 99.7 U1 Turbine/Generator Full Power
09/14/04 0200 1147 99.8 U1 Turbine/Generator Full Power
09/14/04 0300 1148 99.9 U1 Turbine/Generator Full Power
09/14/04 0400 1149 99.8 U1 Turbine/Generator Full Power
09/14/04 0500 1149 99.9 U1 Turbine/Generator Full Power
09/14/04 0600 1150 99.9 U1 Turbine/Generator Full Power
09/14/04 0700 1150 100 U1 Turbine/Generator Full Power



09/14/04 0800 1150 100 U1 Turbine/Generator Full Power
09/14/04 0900 1150 99.9 U1 Turbine/Generator Full Power
09/14/04 1000 1149 100 U1 Turbine/Generator Full Power
09/14/04 1100 1147 100 U1 Turbine/Generator Full Power
09/14/04 1200 1147 100 U1 Turbine/Generator Full Power
09/14/04 1300 1145 100 U1 Turbine/Generator Full Power
09/14/04 1400 1145 100 U1 Turbine/Generator Full Power
09/14/04 1500 1145 99.9 U1 Turbine/Generator Full Power
09/14/04 1600 1145 100 U1 Turbine/Generator Full Power
09/14/04 1700 1145 100 U1 Turbine/Generator Full Power
09/14/04 1800 1145 100 U1 Turbine/Generator Full Power
09/14/04 1900 1145 100 U1 Turbine/Generator Full Power
09/14/04 2000 1146 100 U1 Turbine/Generator Full Power
09/14/04 2100 1147 100 U1 Turbine/Generator Full Power
09/14/04 2200 1147 100 U1 Turbine/Generator Full Power
09/14/04 2300 1147 100 U1 Turbine/Generator Full Power
09/14/04 2400 1147 100 U1 Turbine/Generator Full Power
09/15/04 0100 1148 100 U1 Turbine/Generator Full Power
09/15/04 0200 1146 100 U1 Turbine/Generator Full Power
09/15/04 0300 1147 99.9 U1 Turbine/Generator Full Power
09/15/04 0400 1147 100 U1 Turbine/Generator Full Power
09/15/04 0500 1147 100 U1 Turbine/Generator Full Power
09/15/04 0600 1148 100 U1 Turbine/Generator Full Power
09/15/04 0700 1148 100 U1 Turbine/Generator Full Power
09/15/04 0800 1146 100 U1 Turbine/Generator Full Power
09/15/04 0900 1146 99.9 U1 Turbine/Generator Full Power
09/15/04 1000 1145 99.9 U1 Turbine/Generator Full Power
09/15/04 1100 1145 99.9 U1 Turbine/Generator Full Power
09/15/04 1200 1145 99.9 U1 Turbine/Generator Full Power
09/15/04 1300 1145 100 U1 Turbine/Generator Full Power
09/15/04 1400 1145 100 U1 Turbine/Generator Full Power
09/15/04 1500 1145 99.9 U1 Turbine/Generator Full Power
09/15/04 1600 1145 100 U1 Turbine/Generator Full Power
09/15/04 1700 1146 100 U1 Turbine/Generator Full Power
09/15/04 1800 1144 99.9 U1 Turbine/Generator Full Power
09/15/04 1900 1143 99.9 U1 Turbine/Generator Full Power
09/15/04 2000 1145 100 U1 Turbine/Generator Full Power
09/15/04 2100 1145 100 U1 Turbine/Generator Full Power
09/15/04 2200 1145 100 U1 Turbine/Generator Full Power
09/15/04 2300 1145 100 U1 Turbine/Generator Full Power
09/15/04 2400 1144 100 U1 Turbine/Generator Full Power
09/16/04 0100 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 0200 1145 100 U1 Turbine/Generator Full Power
09/16/04 0300 1144 100 U1 Turbine/Generator Full Power
09/16/04 0400 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 0500 1145 100 U1 Turbine/Generator Full Power
09/16/04 0600 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 0700 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 0800 1146 100 U1 Turbine/Generator Full Power
09/16/04 0900 1145 100 U1 Turbine/Generator Full Power
09/16/04 1000 1143 100 U1 Turbine/Generator Full Power
09/16/04 1100 1143 100 U1 Turbine/Generator Full Power
09/16/04 1200 1144 99.9 U1 Turbine/Generator Full Power
09/16/04 1300 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 1400 1144 100 U1 Turbine/Generator Full Power



09/16/04 1500 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 1600 1144 100 U1 Turbine/Generator Full Power
09/16/04 1700 1145 100 U1 Turbine/Generator Full Power
09/16/04 1800 1144 100 U1 Turbine/Generator Full Power
09/16/04 1900 1144 100 U1 Turbine/Generator Full Power
09/16/04 2000 1144 100 U1 Turbine/Generator Full Power
09/16/04 2100 1145 99.9 U1 Turbine/Generator Full Power
09/16/04 2200 1144 100 U1 Turbine/Generator Full Power
09/16/04 2300 1145 100 U1 Turbine/Generator Full Power
09/16/04 2400 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 0100 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 0200 1145 100 U1 Turbine/Generator Full Power
09/17/04 0300 1145 100 U1 Turbine/Generator Full Power
09/17/04 0400 1145 99.8 U1 Turbine/Generator Full Power
09/17/04 0500 1146 99.9 U1 Turbine/Generator Full Power
09/17/04 0600 1146 99.9 U1 Turbine/Generator Full Power
09/17/04 0700 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 0800 1145 100 U1 Turbine/Generator Full Power
09/17/04 0900 1145 100 U1 Turbine/Generator Full Power
09/17/04 1000 1146 100 U1 Turbine/Generator Full Power
09/17/04 1100 1146 100 U1 Turbine/Generator Full Power
09/17/04 1200 1145 100 U1 Turbine/Generator Full Power
09/17/04 1300 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 1400 1143 99.9 U1 Turbine/Generator Full Power
09/17/04 1500 1143 100 U1 Turbine/Generator Full Power
09/17/04 1600 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 1700 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 1800 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 1900 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 2000 1145 99.9 U1 Turbine/Generator Full Power
09/17/04 2100 1146 99.9 U1 Turbine/Generator Full Power
09/17/04 2200 1144 100 U1 Turbine/Generator Full Power
09/17/04 2300 1145 100 U1 Turbine/Generator Full Power
09/17/04 2400 1146 99.9 U1 Turbine/Generator Full Power
09/18/04 0100 1145 100 U1 Turbine/Generator Full Power
09/18/04 0200 1146 99.9 U1 Turbine/Generator Full Power
09/18/04 0300 1152 100.2 U1 Turbine/Generator Full Power
09/18/04 0400 1152 100.2 U1 Turbine/Generator Full Power
09/18/04 0500 1146 100 U1 Turbine/Generator Full Power
09/18/04 0600 1145 99.9 U1 Turbine/Generator Full Power
09/18/04 0700 1146 100 U1 Turbine/Generator Full Power
09/18/04 0800 1146 100 U1 Turbine/Generator Full Power
09/18/04 0900 1146 99.9 U1 Turbine/Generator Full Power
09/18/04 1000 1147 100 U1 Turbine/Generator Full Power
09/18/04 1100 1147 100 U1 Turbine/Generator Full Power
09/18/04 1200 1146 100 U1 Turbine/Generator Full Power
09/18/04 1300 1146 99.9 U1 Turbine/Generator Full Power
09/18/04 1400 1147 99.9 U1 Turbine/Generator Full Power
09/18/04 1500 1147 99.9 U1 Turbine/Generator Full Power
09/18/04 1600 1145 99.9 U1 Turbine/Generator Full Power
09/18/04 1700 1147 100 U1 Turbine/Generator Full Power
09/18/04 1800 1146 100 U1 Turbine/Generator Full Power
09/18/04 1900 1147 99.9 U1 Turbine/Generator Full Power
09/18/04 2000 1147 99.9 U1 Turbine/Generator Full Power
09/18/04 2100 1147 100 U1 Turbine/Generator Full Power



09/18/04 2200 1148 100 U1 Turbine/Generator Full Power
09/18/04 2300 1147 100 U1 Turbine/Generator Full Power
09/18/04 2400 1148 100 U1 Turbine/Generator Full Power
09/19/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 0200 1150 99.9 U1 Turbine/Generator Full Power
09/19/04 0300 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 0400 1147 99.9 U1 Turbine/Generator Full Power
09/19/04 0500 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 0700 1147 99.9 U1 Turbine/Generator Full Power
09/19/04 0800 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 0900 1149 99.9 U1 Turbine/Generator Full Power
09/19/04 1000 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 1100 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 1200 1149 100 U1 Turbine/Generator Full Power
09/19/04 1300 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 1400 1146 99.9 U1 Turbine/Generator Full Power
09/19/04 1500 1146 99.9 U1 Turbine/Generator Full Power
09/19/04 1600 1146 99.9 U1 Turbine/Generator Full Power
09/19/04 1700 1147 99.9 U1 Turbine/Generator Full Power
09/19/04 1800 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 1900 1146 100 U1 Turbine/Generator Full Power
09/19/04 2000 1147 100 U1 Turbine/Generator Full Power
09/19/04 2100 1147 99.9 U1 Turbine/Generator Full Power
09/19/04 2200 1148 100 U1 Turbine/Generator Full Power
09/19/04 2300 1148 99.9 U1 Turbine/Generator Full Power
09/19/04 2400 1148 99.9 U1 Turbine/Generator Full Power
09/20/04 0100 1149 99.9 U1 Turbine/Generator Full Power
09/20/04 0200 1149 100 U1 Turbine/Generator Full Power
09/20/04 0300 1149 99.9 U1 Turbine/Generator Full Power
09/20/04 0400 1149 99.9 U1 Turbine/Generator Full Power
09/20/04 0500 1148 100 U1 Turbine/Generator Full Power
09/20/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/20/04 0700 1148 99.9 U1 Turbine/Generator Full Power
09/20/04 0800 1147 100 U1 Turbine/Generator Full Power
09/20/04 0900 1146 100 U1 Turbine/Generator Full Power
09/20/04 1000 1147 100 U1 Turbine/Generator Full Power
09/20/04 1100 1147 100 U1 Turbine/Generator Full Power
09/20/04 1200 1145 99.9 U1 Turbine/Generator Full Power
09/20/04 1300 1146 99.9 U1 Turbine/Generator Full Power
09/20/04 1400 1145 100 U1 Turbine/Generator Full Power
09/20/04 1500 1145 99.9 U1 Turbine/Generator Full Power
09/20/04 1600 1146 99.9 U1 Turbine/Generator Full Power
09/20/04 1700 1146 100 U1 Turbine/Generator Full Power
09/20/04 1800 1147 99.9 U1 Turbine/Generator Full Power
09/20/04 1900 1148 99.9 U1 Turbine/Generator Full Power
09/20/04 2000 1146 100 U1 Turbine/Generator Full Power
09/20/04 2100 1146 99.9 U1 Turbine/Generator Full Power
09/20/04 2200 1145 100 U1 Turbine/Generator Full Power
09/20/04 2300 1146 99.9 U1 Turbine/Generator Full Power
09/20/04 2400 1147 100 U1 Turbine/Generator Full Power
09/21/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/21/04 0200 1147 100 U1 Turbine/Generator Full Power
09/21/04 0300 1148 99.9 U1 Turbine/Generator Full Power
09/21/04 0400 1148 99.9 U1 Turbine/Generator Full Power



09/21/04 0500 1148 99.9 U1 Turbine/Generator Full Power
09/21/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/21/04 0700 1149 99.9 U1 Turbine/Generator Full Power
09/21/04 0800 1149 99.9 U1 Turbine/Generator Full Power
09/21/04 0900 1147 100 U1 Turbine/Generator Full Power
09/21/04 1000 1148 99.9 U1 Turbine/Generator Full Power
09/21/04 1100 1148 100 U1 Turbine/Generator Full Power
09/21/04 1200 1147 100 U1 Turbine/Generator Full Power
09/21/04 1300 1147 99.9 U1 Turbine/Generator Full Power
09/21/04 1400 1147 100 U1 Turbine/Generator Full Power
09/21/04 1500 1146 100 U1 Turbine/Generator Full Power
09/21/04 1600 1146 100 U1 Turbine/Generator Full Power
09/21/04 1700 1147 100 U1 Turbine/Generator Full Power
09/21/04 1800 1148 100 U1 Turbine/Generator Full Power
09/21/04 1900 1147 100 U1 Turbine/Generator Full Power
09/21/04 2000 1149 100 U1 Turbine/Generator Full Power
09/21/04 2100 1146 99.9 U1 Turbine/Generator Full Power
09/21/04 2200 1147 100 U1 Turbine/Generator Full Power
09/21/04 2300 1146 100 U1 Turbine/Generator Full Power
09/21/04 2400 1147 100 U1 Turbine/Generator Full Power
09/22/04 0100 1148 100 U1 Turbine/Generator Full Power
09/22/04 0200 1148 99.9 U1 Turbine/Generator Full Power
09/22/04 0300 1148 100 U1 Turbine/Generator Full Power
09/22/04 0400 1149 99.9 U1 Turbine/Generator Full Power
09/22/04 0500 1149 99.9 U1 Turbine/Generator Full Power
09/22/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/22/04 0700 1149 100 U1 Turbine/Generator Full Power
09/22/04 0800 1148 99.9 U1 Turbine/Generator Full Power
09/22/04 0900 1148 100 U1 Turbine/Generator Full Power
09/22/04 1000 1148 99.9 U1 Turbine/Generator Full Power
09/22/04 1100 1148 100 U1 Turbine/Generator Full Power
09/22/04 1200 1147 99.9 U1 Turbine/Generator Full Power
09/22/04 1300 1149 100 U1 Turbine/Generator Full Power
09/22/04 1400 1148 100 U1 Turbine/Generator Full Power
09/22/04 1500 1147 100 U1 Turbine/Generator Full Power
09/22/04 1600 1149 100 U1 Turbine/Generator Full Power
09/22/04 1700 1149 99.9 U1 Turbine/Generator Full Power
09/22/04 1800 1149 99.9 U1 Turbine/Generator Full Power
09/22/04 1900 1148 100 U1 Turbine/Generator Full Power
09/22/04 2000 1149 100 U1 Turbine/Generator Full Power
09/22/04 2100 1148 100 U1 Turbine/Generator Full Power
09/22/04 2200 1147 100 U1 Turbine/Generator Full Power
09/22/04 2300 1148 100 U1 Turbine/Generator Full Power
09/22/04 2400 1148 100 U1 Turbine/Generator Full Power
09/23/04 0100 1149 100 U1 Turbine/Generator Full Power
09/23/04 0200 1151 100 U1 Turbine/Generator Full Power
09/23/04 0300 1149 99.9 U1 Turbine/Generator Full Power
09/23/04 0400 1149 100 U1 Turbine/Generator Full Power
09/23/04 0500 1150 100 U1 Turbine/Generator Full Power
09/23/04 0600 1150 100 U1 Turbine/Generator Full Power
09/23/04 0700 1149 100 U1 Turbine/Generator Full Power
09/23/04 0800 1150 100 U1 Turbine/Generator Full Power
09/23/04 0900 1148 100 U1 Turbine/Generator Full Power
09/23/04 1000 1148 100 U1 Turbine/Generator Full Power
09/23/04 1100 1148 100 U1 Turbine/Generator Full Power



09/23/04 1200 1147 99.9 U1 Turbine/Generator Full Power
09/23/04 1300 1148 99.9 U1 Turbine/Generator Full Power
09/23/04 1400 1149 100 U1 Turbine/Generator Full Power
09/23/04 1500 1148 100 U1 Turbine/Generator Full Power
09/23/04 1600 1148 100 U1 Turbine/Generator Full Power
09/23/04 1700 1148 100 U1 Turbine/Generator Full Power
09/23/04 1800 1149 100 U1 Turbine/Generator Full Power
09/23/04 1900 1149 100 U1 Turbine/Generator Full Power
09/23/04 2000 1148 100 U1 Turbine/Generator Full Power
09/23/04 2100 1148 100 U1 Turbine/Generator Full Power
09/23/04 2200 1148 99.9 U1 Turbine/Generator Full Power
09/23/04 2300 1148 100 U1 Turbine/Generator Full Power
09/23/04 2400 1148 99.9 U1 Turbine/Generator Full Power
09/24/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/24/04 0200 1148 100 U1 Turbine/Generator Full Power
09/24/04 0300 1148 99.9 U1 Turbine/Generator Full Power
09/24/04 0400 1149 99.9 U1 Turbine/Generator Full Power
09/24/04 0500 1150 100 U1 Turbine/Generator Full Power
09/24/04 0600 1149 99.9 U1 Turbine/Generator Full Power
09/24/04 0700 1149 100 U1 Turbine/Generator Full Power
09/24/04 0800 1148 100 U1 Turbine/Generator Full Power
09/24/04 0900 1148 100 U1 Turbine/Generator Full Power
09/24/04 1000 1147 100 U1 Turbine/Generator Full Power
09/24/04 1100 1147 99.9 U1 Turbine/Generator Full Power
09/24/04 1200 1146 100 U1 Turbine/Generator Full Power
09/24/04 1300 1147 99.9 U1 Turbine/Generator Full Power
09/24/04 1400 1154 100 U1 Turbine/Generator Full Power
09/24/04 1500 1146 99.8 U1 Turbine/Generator Full Power
09/24/04 1600 1147 99.9 U1 Turbine/Generator Full Power
09/24/04 1700 1147 99.9 U1 Turbine/Generator Full Power
09/24/04 1800 1148 99.9 U1 Turbine/Generator Full Power
09/24/04 1900 1148 100 U1 Turbine/Generator Full Power
09/24/04 2000 1149 100 U1 Turbine/Generator Full Power
09/24/04 2100 1147 99.9 U1 Turbine/Generator Full Power
09/24/04 2200 1148 100 U1 Turbine/Generator Full Power
09/24/04 2300 1148 100 U1 Turbine/Generator Full Power
09/24/04 2400 1148 100 U1 Turbine/Generator Full Power
09/25/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/25/04 0200 1148 100 U1 Turbine/Generator Full Power
09/25/04 0300 1149 100 U1 Turbine/Generator Full Power
09/25/04 0400 1148 100 U1 Turbine/Generator Full Power
09/25/04 0500 1149 100 U1 Turbine/Generator Full Power
09/25/04 0600 1149 100 U1 Turbine/Generator Full Power
09/25/04 0700 1148 100 U1 Turbine/Generator Full Power
09/25/04 0800 1150 99.9 U1 Turbine/Generator Full Power
09/25/04 0900 1150 100 U1 Turbine/Generator Full Power
09/25/04 1000 1150 99.9 U1 Turbine/Generator Full Power
09/25/04 1100 1149 99.9 U1 Turbine/Generator Full Power
09/25/04 1200 1149 100 U1 Turbine/Generator Full Power
09/25/04 1300 1150 99.9 U1 Turbine/Generator Full Power
09/25/04 1400 1150 99.9 U1 Turbine/Generator Full Power
09/25/04 1500 1149 99.9 U1 Turbine/Generator Full Power
09/25/04 1600 1149 100 U1 Turbine/Generator Full Power
09/25/04 1700 1149 100 U1 Turbine/Generator Full Power
09/25/04 1800 1150 100 U1 Turbine/Generator Full Power



09/25/04 1900 1150 100 U1 Turbine/Generator Full Power
09/25/04 2000 1150 99.9 U1 Turbine/Generator Full Power
09/25/04 2100 1150 100 U1 Turbine/Generator Full Power
09/25/04 2200 1150 100 U1 Turbine/Generator Full Power
09/25/04 2300 1150 100 U1 Turbine/Generator Full Power
09/25/04 2400 1150 99.9 U1 Turbine/Generator Full Power
09/26/04 0100 1150 99.9 U1 Turbine/Generator Full Power
09/26/04 0200 1149 100 U1 Turbine/Generator Full Power
09/26/04 0300 1149 100 U1 Turbine/Generator Full Power
09/26/04 0400 1149 100 U1 Turbine/Generator Full Power
09/26/04 0500 1149 100 U1 Turbine/Generator Full Power
09/26/04 0600 1149 100 U1 Turbine/Generator Full Power
09/26/04 0700 1150 99.9 U1 Turbine/Generator Full Power
09/26/04 0800 1150 99.9 U1 Turbine/Generator Full Power
09/26/04 0900 1150 100 U1 Turbine/Generator Full Power
09/26/04 1000 1150 100 U1 Turbine/Generator Full Power
09/26/04 1100 1149 100 U1 Turbine/Generator Full Power
09/26/04 1200 1149 100 U1 Turbine/Generator Full Power
09/26/04 1300 1149 100 U1 Turbine/Generator Full Power
09/26/04 1400 1149 100 U1 Turbine/Generator Full Power
09/26/04 1500 1149 100 U1 Turbine/Generator Full Power
09/26/04 1600 1148 100 U1 Turbine/Generator Full Power
09/26/04 1700 1149 100 U1 Turbine/Generator Full Power
09/26/04 1800 1149 100 U1 Turbine/Generator Full Power
09/26/04 1900 1149 99.9 U1 Turbine/Generator Full Power
09/26/04 2000 1149 100 U1 Turbine/Generator Full Power
09/26/04 2100 1149 100 U1 Turbine/Generator Full Power
09/26/04 2200 1149 99.9 U1 Turbine/Generator Full Power
09/26/04 2300 1149 100 U1 Turbine/Generator Full Power
09/26/04 2400 1149 99.9 U1 Turbine/Generator Full Power
09/27/04 0100 1150 99.8 U1 Turbine/Generator Full Power
09/27/04 0200 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 0300 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 0400 1148 100 U1 Turbine/Generator Full Power
09/27/04 0500 1149 99.9 U1 Turbine/Generator Full Power
09/27/04 0600 1149 100 U1 Turbine/Generator Full Power
09/27/04 0700 1148 100 U1 Turbine/Generator Full Power
09/27/04 0800 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 0900 1149 100 U1 Turbine/Generator Full Power
09/27/04 1000 1149 100 U1 Turbine/Generator Full Power
09/27/04 1100 1147 99.9 U1 Turbine/Generator Full Power
09/27/04 1200 1146 99.8 U1 Turbine/Generator Full Power
09/27/04 1300 1146 99.7 U1 Turbine/Generator Full Power
09/27/04 1400 1143 99.6 U1 Turbine/Generator Full Power
09/27/04 1500 1143 99.5 U1 Turbine/Generator Full Power
09/27/04 1600 1144 99.7 U1 Turbine/Generator Full Power
09/27/04 1700 1145 99.9 U1 Turbine/Generator Full Power
09/27/04 1800 1147 99.8 U1 Turbine/Generator Full Power
09/27/04 1900 1147 99.9 U1 Turbine/Generator Full Power
09/27/04 2000 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 2100 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 2200 1148 99.9 U1 Turbine/Generator Full Power
09/27/04 2300 1149 99.9 U1 Turbine/Generator Full Power
09/27/04 2400 1149 99.9 U1 Turbine/Generator Full Power
09/28/04 0100 1148 100 U1 Turbine/Generator Full Power



09/28/04 0200 1148 99.9 U1 Turbine/Generator Full Power
09/28/04 0300 1148 100 U1 Turbine/Generator Full Power
09/28/04 0400 1149 100 U1 Turbine/Generator Full Power
09/28/04 0500 1150 100 U1 Turbine/Generator Full Power
09/28/04 0600 1149 100 U1 Turbine/Generator Full Power
09/28/04 0700 1150 100 U1 Turbine/Generator Full Power
09/28/04 0800 1149 100 U1 Turbine/Generator Full Power
09/28/04 0900 1149 100 U1 Turbine/Generator Full Power
09/28/04 1000 1148 100 10:15 6.0 EARTHQUAKE.  NO IMPACT ON UNIT 1 OPERATION.
09/28/04 1100 1148 100 U1 Turbine/Generator Full Power
09/28/04 1200 1148 100 U1 Turbine/Generator Full Power
09/28/04 1300 1147 99.9 U1 Turbine/Generator Full Power
09/28/04 1400 1147 100 U1 Turbine/Generator Full Power
09/28/04 1500 1147 100 U1 Turbine/Generator Full Power
09/28/04 1600 1148 99.9 U1 Turbine/Generator Full Power
09/28/04 1700 1147 100 U1 Turbine/Generator Full Power
09/28/04 1800 1148 99.9 U1 Turbine/Generator Full Power
09/28/04 1900 1148 99.9 U1 Turbine/Generator Full Power
09/28/04 2000 1147 99.9 U1 Turbine/Generator Full Power
09/28/04 2100 1147 100 U1 Turbine/Generator Full Power
09/28/04 2200 1147 100 U1 Turbine/Generator Full Power
09/28/04 2300 1148 99.9 U1 Turbine/Generator Full Power
09/28/04 2400 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 0100 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 0200 1149 100 U1 Turbine/Generator Full Power
09/29/04 0300 1149 100 U1 Turbine/Generator Full Power
09/29/04 0400 1149 99.9 U1 Turbine/Generator Full Power
09/29/04 0500 1148 100 U1 Turbine/Generator Full Power
09/29/04 0600 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 0700 1148 100 U1 Turbine/Generator Full Power
09/29/04 0800 1148 100 U1 Turbine/Generator Full Power
09/29/04 0900 1148 100 U1 Turbine/Generator Full Power
09/29/04 1000 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 1100 1147 99.9 U1 Turbine/Generator Full Power
09/29/04 1200 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 1300 1147 100 U1 Turbine/Generator Full Power
09/29/04 1400 1146 99.8 U1 Turbine/Generator Full Power
09/29/04 1500 1146 99.9 U1 Turbine/Generator Full Power
09/29/04 1600 1146 99.9 U1 Turbine/Generator Full Power
09/29/04 1700 1146 100 U1 Turbine/Generator Full Power
09/29/04 1800 1147 99.9 U1 Turbine/Generator Full Power
09/29/04 1900 1147 99.8 U1 Turbine/Generator Full Power
09/29/04 2000 1147 100 U1 Turbine/Generator Full Power
09/29/04 2100 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 2200 1149 99.9 U1 Turbine/Generator Full Power
09/29/04 2300 1148 99.9 U1 Turbine/Generator Full Power
09/29/04 2400 1149 100 U1 Turbine/Generator Full Power
09/30/04 0100 1149 100 U1 Turbine/Generator Full Power
09/30/04 0200 1149 100 U1 Turbine/Generator Full Power
09/30/04 0300 1147 99.9 U1 Turbine/Generator Full Power
09/30/04 0400 1148 100 U1 Turbine/Generator Full Power
09/30/04 0500 1148 100 U1 Turbine/Generator Full Power
09/30/04 0600 1148 100 U1 Turbine/Generator Full Power
09/30/04 0700 1148 100 U1 Turbine/Generator Full Power
09/30/04 0800 1148 100 U1 Turbine/Generator Full Power



09/30/04 0900 1148 99.9 U1 Turbine/Generator Full Power
09/30/04 1000 1148 100 U1 Turbine/Generator Full Power
09/30/04 1100 1148 99.9 U1 Turbine/Generator Full Power
09/30/04 1200 1148 99.9 U1 Turbine/Generator Full Power
09/30/04 1300 1147 100 U1 Turbine/Generator Full Power
09/30/04 1400 1147 99.9 U1 Turbine/Generator Full Power
09/30/04 1500 1147 100 U1 Turbine/Generator Full Power
09/30/04 1600 1147 100 U1 Turbine/Generator Full Power
09/30/04 1700 1148 100 U1 Turbine/Generator Full Power
09/30/04 1800 1148 100 U1 Turbine/Generator Full Power
09/30/04 1900 1146 100 U1 Turbine/Generator Full Power
09/30/04 2000 1147 100 U1 Turbine/Generator Full Power
09/30/04 2100 1146 99.9 U1 Turbine/Generator Full Power
09/30/04 2200 1147 99.9 U1 Turbine/Generator Full Power
09/30/04 2300 1148 99.9 U1 Turbine/Generator Full Power
09/30/04 2400 1147 99.9 U1 Turbine/Generator Full Power
10/01/04 0100 1147 100 U1 Turbine/Generator Full Power
10/01/04 0200 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 0300 1147 99.9 U1 Turbine/Generator Full Power
10/01/04 0400 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 0500 1147 99.9 U1 Turbine/Generator Full Power
10/01/04 0600 1148 100 U1 Turbine/Generator Full Power
10/01/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 0900 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 1000 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 1100 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 1200 1148 100 U1 Turbine/Generator Full Power
10/01/04 1300 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 1400 1148 100 U1 Turbine/Generator Full Power
10/01/04 1500 1147 99.9 U1 Turbine/Generator Full Power
10/01/04 1600 1146 99.9 U1 Turbine/Generator Full Power
10/01/04 1700 1146 99.9 U1 Turbine/Generator Full Power
10/01/04 1800 1147 99.9 U1 Turbine/Generator Full Power
10/01/04 1900 1147 100.1 U1 Turbine/Generator Full Power
10/01/04 2000 1147 100.1 U1 Turbine/Generator Full Power
10/01/04 2100 1147 100.1 U1 Turbine/Generator Full Power
10/01/04 2200 1148 99.9 U1 Turbine/Generator Full Power
10/01/04 2300 1147 100 U1 Turbine/Generator Full Power
10/01/04 2400 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0100 1148 100 U1 Turbine/Generator Full Power
10/02/04 0200 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0300 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0400 1147 100 U1 Turbine/Generator Full Power
10/02/04 0500 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0600 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 0900 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 1000 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 1100 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 1200 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 1300 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 1400 1146 100 U1 Turbine/Generator Full Power
10/02/04 1500 1146 100 U1 Turbine/Generator Full Power



10/02/04 1600 1146 100 U1 Turbine/Generator Full Power
10/02/04 1700 1147 100 U1 Turbine/Generator Full Power
10/02/04 1800 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 1900 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 2000 1147 99.9 U1 Turbine/Generator Full Power
10/02/04 2100 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 2200 1148 99.9 U1 Turbine/Generator Full Power
10/02/04 2300 1147 100 U1 Turbine/Generator Full Power
10/02/04 2400 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 0100 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 0200 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 0300 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 0400 1148 100 U1 Turbine/Generator Full Power
10/03/04 0500 1147 100 U1 Turbine/Generator Full Power
10/03/04 0600 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 0900 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 1000 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 1100 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 1200 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 1300 1148 99.8 U1 Turbine/Generator Full Power
10/03/04 1400 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 1500 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 1600 1149 99.9 U1 Turbine/Generator Full Power
10/03/04 1700 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 1800 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 1900 1148 99.9 U1 Turbine/Generator Full Power
10/03/04 2000 1148 100 U1 Turbine/Generator Full Power
10/03/04 2100 1148 100 U1 Turbine/Generator Full Power
10/03/04 2200 1147 99.9 U1 Turbine/Generator Full Power
10/03/04 2300 1147 100 U1 Turbine/Generator Full Power
10/03/04 2400 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 0100 1147 100 U1 Turbine/Generator Full Power
10/04/04 0200 1146 100 U1 Turbine/Generator Full Power
10/04/04 0300 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 0400 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 0500 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 0600 1148 100 U1 Turbine/Generator Full Power
10/04/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/04/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/04/04 0900 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1000 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1100 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1200 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1300 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1400 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1500 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1600 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1700 1147 100 U1 Turbine/Generator Full Power
10/04/04 1800 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 1900 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 2000 1147 100 U1 Turbine/Generator Full Power
10/04/04 2100 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 2200 1148 99.9 U1 Turbine/Generator Full Power



10/04/04 2300 1147 99.9 U1 Turbine/Generator Full Power
10/04/04 2400 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 0100 1148 99.9 U1 Turbine/Generator Full Power
10/05/04 0200 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 0300 1148 100 U1 Turbine/Generator Full Power
10/05/04 0400 1148 100 U1 Turbine/Generator Full Power
10/05/04 0500 1148 100 U1 Turbine/Generator Full Power
10/05/04 0600 1148 99.9 U1 Turbine/Generator Full Power
10/05/04 0700 1148 100 U1 Turbine/Generator Full Power
10/05/04 0800 1148 100 U1 Turbine/Generator Full Power
10/05/04 0900 1147 100 U1 Turbine/Generator Full Power
10/05/04 1000 1147 100 U1 Turbine/Generator Full Power
10/05/04 1100 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 1200 1147 100 U1 Turbine/Generator Full Power
10/05/04 1300 1148 99.9 U1 Turbine/Generator Full Power
10/05/04 1400 1147 100 U1 Turbine/Generator Full Power
10/05/04 1500 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 1600 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 1700 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 1800 1148 99.9 U1 Turbine/Generator Full Power
10/05/04 1900 1148 100 U1 Turbine/Generator Full Power
10/05/04 2000 1148 99.9 U1 Turbine/Generator Full Power
10/05/04 2100 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 2200 1148 100 U1 Turbine/Generator Full Power
10/05/04 2300 1147 99.9 U1 Turbine/Generator Full Power
10/05/04 2400 1148 100 U1 Turbine/Generator Full Power
10/06/04 0100 1148 99.9 U1 Turbine/Generator Full Power
10/06/04 0200 1148 99.8 U1 Turbine/Generator Full Power
10/06/04 0300 1148 99.9 U1 Turbine/Generator Full Power
10/06/04 0400 1149 100 U1 Turbine/Generator Full Power
10/06/04 0500 1148 99.9 U1 Turbine/Generator Full Power
10/06/04 0600 1148 100 U1 Turbine/Generator Full Power
10/06/04 0700 1147 100 U1 Turbine/Generator Full Power
10/06/04 0800 1148 100 U1 Turbine/Generator Full Power
10/06/04 0900 1147 100 U1 Turbine/Generator Full Power
10/06/04 1000 1147 100 U1 Turbine/Generator Full Power
10/06/04 1100 1147 100 U1 Turbine/Generator Full Power
10/06/04 1200 1147 100 U1 Turbine/Generator Full Power
10/06/04 1300 1147 99.9 U1 Turbine/Generator Full Power
10/06/04 1400 1147 100 U1 Turbine/Generator Full Power
10/06/04 1500 1147 100 U1 Turbine/Generator Full Power
10/06/04 1600 1147 100 U1 Turbine/Generator Full Power
10/06/04 1700 1147 100 U1 Turbine/Generator Full Power
10/06/04 1800 1147 100 U1 Turbine/Generator Full Power
10/06/04 1900 1147 99.9 U1 Turbine/Generator Full Power
10/06/04 2000 1146 99.9 U1 Turbine/Generator Full Power
10/06/04 2100 1146 99.9 U1 Turbine/Generator Full Power
10/06/04 2200 1146 100 U1 Turbine/Generator Full Power
10/06/04 2300 1146 99.9 U1 Turbine/Generator Full Power
10/06/04 2400 1147 100 U1 Turbine/Generator Full Power
10/07/04 0100 1146 99.9 U1 Turbine/Generator Full Power
10/07/04 0200 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 0300 1146 100 U1 Turbine/Generator Full Power
10/07/04 0400 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 0500 1148 99.9 U1 Turbine/Generator Full Power



10/07/04 0600 1147 100 U1 Turbine/Generator Full Power
10/07/04 0700 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 0800 1147 100 U1 Turbine/Generator Full Power
10/07/04 0900 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 1000 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 1100 1147 100 U1 Turbine/Generator Full Power
10/07/04 1200 1146 100 U1 Turbine/Generator Full Power
10/07/04 1300 1146 100 U1 Turbine/Generator Full Power
10/07/04 1400 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 1500 1146 100 U1 Turbine/Generator Full Power
10/07/04 1600 1146 100 U1 Turbine/Generator Full Power
10/07/04 1700 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 1800 1147 100 U1 Turbine/Generator Full Power
10/07/04 1900 1146 100 U1 Turbine/Generator Full Power
10/07/04 2000 1146 100 U1 Turbine/Generator Full Power
10/07/04 2100 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 2200 1147 99.9 U1 Turbine/Generator Full Power
10/07/04 2300 1148 100 U1 Turbine/Generator Full Power
10/07/04 2400 1147 99.9 U1 Turbine/Generator Full Power
10/08/04 0100 1148 100 U1 Turbine/Generator Full Power
10/08/04 0200 1148 100 U1 Turbine/Generator Full Power
10/08/04 0300 1147 99.9 U1 Turbine/Generator Full Power
10/08/04 0400 1148 100 U1 Turbine/Generator Full Power
10/08/04 0500 1148 99.9 U1 Turbine/Generator Full Power
10/08/04 0600 1148 100 U1 Turbine/Generator Full Power
10/08/04 0700 1148 100 U1 Turbine/Generator Full Power
10/08/04 0800 1147 99.9 U1 Turbine/Generator Full Power
10/08/04 0900 1147 100 U1 Turbine/Generator Full Power
10/08/04 1000 1146 100 U1 Turbine/Generator Full Power
10/08/04 1100 1146 100 U1 Turbine/Generator Full Power
10/08/04 1200 1146 100 U1 Turbine/Generator Full Power
10/08/04 1300 1146 99.9 U1 Turbine/Generator Full Power
10/08/04 1400 1145 100 U1 Turbine/Generator Full Power
10/08/04 1500 1146 100 U1 Turbine/Generator Full Power
10/08/04 1600 1146 99.9 U1 Turbine/Generator Full Power
10/08/04 1700 1146 100 U1 Turbine/Generator Full Power
10/08/04 1800 1146 99.9 U1 Turbine/Generator Full Power
10/08/04 1900 1146 100 U1 Turbine/Generator Full Power
10/08/04 2000 1148 100 U1 Turbine/Generator Full Power
10/08/04 2100 1148 100 U1 Turbine/Generator Full Power
10/08/04 2200 1149 100 U1 Turbine/Generator Full Power
10/08/04 2300 1149 99.9 U1 Turbine/Generator Full Power
10/08/04 2400 1149 100 U1 Turbine/Generator Full Power
10/09/04 0100 1149 100 U1 Turbine/Generator Full Power
10/09/04 0200 1149 100 U1 Turbine/Generator Full Power
10/09/04 0300 1149 100 U1 Turbine/Generator Full Power
10/09/04 0400 1149 99.9 U1 Turbine/Generator Full Power
10/09/04 0500 1149 100 U1 Turbine/Generator Full Power
10/09/04 0600 1149 100 U1 Turbine/Generator Full Power
10/09/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/09/04 0800 1149 100 U1 Turbine/Generator Full Power
10/09/04 0900 1149 99.9 U1 Turbine/Generator Full Power
10/09/04 1000 1149 99.9 U1 Turbine/Generator Full Power
10/09/04 1100 1148 100 U1 Turbine/Generator Full Power
10/09/04 1200 1148 100 U1 Turbine/Generator Full Power



10/09/04 1300 1148 99.9 U1 Turbine/Generator Full Power
10/09/04 1400 1147 99.9 U1 Turbine/Generator Full Power
10/09/04 1500 1148 99.9 U1 Turbine/Generator Full Power
10/09/04 1600 1148 100 U1 Turbine/Generator Full Power
10/09/04 1700 1148 99.9 U1 Turbine/Generator Full Power
10/09/04 1800 1148 100 U1 Turbine/Generator Full Power
10/09/04 1900 1148 100 U1 Turbine/Generator Full Power
10/09/04 2000 1148 100 U1 Turbine/Generator Full Power
10/09/04 2100 1149 100 U1 Turbine/Generator Full Power
10/09/04 2200 1150 100 U1 Turbine/Generator Full Power
10/09/04 2300 1149 100 U1 Turbine/Generator Full Power
10/09/04 2400 1149 99.9 U1 Turbine/Generator Full Power
10/10/04 0100 1148 100 U1 Turbine/Generator Full Power
10/10/04 0200 1148 100 U1 Turbine/Generator Full Power
10/10/04 0300 1149 100 U1 Turbine/Generator Full Power
10/10/04 0400 1149 100 U1 Turbine/Generator Full Power
10/10/04 0500 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 0600 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 0700 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 0800 1149 100 U1 Turbine/Generator Full Power
10/10/04 0900 1150 100 U1 Turbine/Generator Full Power
10/10/04 1000 1150 100 U1 Turbine/Generator Full Power
10/10/04 1100 1150 100 U1 Turbine/Generator Full Power
10/10/04 1200 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 1300 1149 100 U1 Turbine/Generator Full Power
10/10/04 1400 1150 100 U1 Turbine/Generator Full Power
10/10/04 1500 1149 100 U1 Turbine/Generator Full Power
10/10/04 1600 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 1700 1150 100 U1 Turbine/Generator Full Power
10/10/04 1800 1149 100 U1 Turbine/Generator Full Power
10/10/04 1900 1149 100 U1 Turbine/Generator Full Power
10/10/04 2000 1150 100 U1 Turbine/Generator Full Power
10/10/04 2100 1150 99.9 U1 Turbine/Generator Full Power
10/10/04 2200 1149 100 U1 Turbine/Generator Full Power
10/10/04 2300 1150 100 U1 Turbine/Generator Full Power
10/10/04 2400 1149 99.9 U1 Turbine/Generator Full Power
10/11/04 0100 1149 99.9 U1 Turbine/Generator Full Power
10/11/04 0200 1149 99.9 U1 Turbine/Generator Full Power
10/11/04 0300 1149 99.9 U1 Turbine/Generator Full Power
10/11/04 0400 1150 99.9 U1 Turbine/Generator Full Power
10/11/04 0500 1150 100 U1 Turbine/Generator Full Power
10/11/04 0600 1150 99.9 U1 Turbine/Generator Full Power
10/11/04 0700 1150 99.9 U1 Turbine/Generator Full Power
10/11/04 0800 1150 99.9 U1 Turbine/Generator Full Power
10/11/04 0900 1149 100 U1 Turbine/Generator Full Power
10/11/04 1000 1150 99.9 U1 Turbine/Generator Full Power
10/11/04 1100 1148 100 U1 Turbine/Generator Full Power
10/11/04 1200 1148 99.9 U1 Turbine/Generator Full Power
10/11/04 1300 1148 100 U1 Turbine/Generator Full Power
10/11/04 1400 1148 100 U1 Turbine/Generator Full Power
10/11/04 1500 1147 99.9 U1 Turbine/Generator Full Power
10/11/04 1600 1147 100 U1 Turbine/Generator Full Power
10/11/04 1700 1148 99.9 U1 Turbine/Generator Full Power
10/11/04 1800 1147 99.9 U1 Turbine/Generator Full Power
10/11/04 1900 1147 99.9 U1 Turbine/Generator Full Power



10/11/04 2000 1148 99.9 U1 Turbine/Generator Full Power
10/11/04 2100 1148 99.9 U1 Turbine/Generator Full Power
10/11/04 2200 1149 99.9 U1 Turbine/Generator Full Power
10/11/04 2300 1149 100 U1 Turbine/Generator Full Power
10/11/04 2400 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 0100 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 0200 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 0300 1149 100 U1 Turbine/Generator Full Power
10/12/04 0400 1149 100 U1 Turbine/Generator Full Power
10/12/04 0500 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 0600 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 0700 1148 99.9 U1 Turbine/Generator Full Power
10/12/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/12/04 0900 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 1000 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 1100 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 1200 1148 99.9 U1 Turbine/Generator Full Power
10/12/04 1300 1147 99.9 U1 Turbine/Generator Full Power
10/12/04 1400 1146 99.8 U1 Turbine/Generator Full Power
10/12/04 1500 1145 99.7 U1 Turbine/Generator Full Power
10/12/04 1600 1145 99.8 U1 Turbine/Generator Full Power
10/12/04 1700 1146 99.7 U1 Turbine/Generator Full Power
10/12/04 1800 1146 99.7 U1 Turbine/Generator Full Power
10/12/04 1900 1147 99.8 U1 Turbine/Generator Full Power
10/12/04 2000 1148 99.7 U1 Turbine/Generator Full Power
10/12/04 2100 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 2200 1149 99.9 U1 Turbine/Generator Full Power
10/12/04 2300 1149 100 U1 Turbine/Generator Full Power
10/12/04 2400 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 0100 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 0200 1149 100 U1 Turbine/Generator Full Power
10/13/04 0300 1149 100 U1 Turbine/Generator Full Power
10/13/04 0400 1149 100 U1 Turbine/Generator Full Power
10/13/04 0500 1149 100 U1 Turbine/Generator Full Power
10/13/04 0600 1149 100 U1 Turbine/Generator Full Power
10/13/04 0700 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 0800 1150 100 U1 Turbine/Generator Full Power
10/13/04 0900 1150 99.9 U1 Turbine/Generator Full Power
10/13/04 1000 1150 99.9 U1 Turbine/Generator Full Power
10/13/04 1100 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 1200 1149 100 U1 Turbine/Generator Full Power
10/13/04 1300 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 1400 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 1500 1148 99.9 U1 Turbine/Generator Full Power
10/13/04 1600 1148 99.9 U1 Turbine/Generator Full Power
10/13/04 1700 1149 100 U1 Turbine/Generator Full Power
10/13/04 1800 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 1900 1149 100 U1 Turbine/Generator Full Power
10/13/04 2000 1149 99.9 U1 Turbine/Generator Full Power
10/13/04 2100 1150 99.9 U1 Turbine/Generator Full Power
10/13/04 2200 1149 100 U1 Turbine/Generator Full Power
10/13/04 2300 1150 99.9 U1 Turbine/Generator Full Power
10/13/04 2400 1149 100 U1 Turbine/Generator Full Power
10/14/04 0100 1149 100 U1 Turbine/Generator Full Power
10/14/04 0200 1149 99.9 U1 Turbine/Generator Full Power



10/14/04 0300 1150 100 U1 Turbine/Generator Full Power
10/14/04 0400 1150 99.9 U1 Turbine/Generator Full Power
10/14/04 0500 1149 100 U1 Turbine/Generator Full Power
10/14/04 0600 1149 100 U1 Turbine/Generator Full Power
10/14/04 0700 1150 99.9 U1 Turbine/Generator Full Power
10/14/04 0800 1149 99.9 U1 Turbine/Generator Full Power
10/14/04 0900 1149 99.9 U1 Turbine/Generator Full Power
10/14/04 1000 1148 99.9 U1 Turbine/Generator Full Power
10/14/04 1100 1148 99.9 U1 Turbine/Generator Full Power
10/14/04 1200 1155 99.5 U1 Turbine/Generator Full Power
10/14/04 1300 1148 99.9 U1 Turbine/Generator Full Power
10/14/04 1400 1148 100 U1 Turbine/Generator Full Power
10/14/04 1500 1148 99.9 U1 Turbine/Generator Full Power
10/14/04 1600 1148 99.8 U1 Turbine/Generator Full Power
10/14/04 1700 1149 99.9 U1 Turbine/Generator Full Power
10/14/04 1800 1149 100 U1 Turbine/Generator Full Power
10/14/04 1900 1149 100 U1 Turbine/Generator Full Power
10/14/04 2000 1150 99.9 U1 Turbine/Generator Full Power
10/14/04 2100 1150 99.9 U1 Turbine/Generator Full Power
10/14/04 2200 1149 99.9 U1 Turbine/Generator Full Power
10/14/04 2300 1149 99.9 U1 Turbine/Generator Full Power
10/14/04 2400 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 0100 1149 100 U1 Turbine/Generator Full Power
10/15/04 0200 1151 99.9 U1 Turbine/Generator Full Power
10/15/04 0300 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 0400 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 0500 1149 100 U1 Turbine/Generator Full Power
10/15/04 0600 1149 100 U1 Turbine/Generator Full Power
10/15/04 0700 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 0800 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 0900 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 1000 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 1100 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 1200 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 1300 1149 100 U1 Turbine/Generator Full Power
10/15/04 1400 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 1500 1149 99.9 U1 Turbine/Generator Full Power
10/15/04 1600 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 1700 1148 100 U1 Turbine/Generator Full Power
10/15/04 1800 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 1900 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 2000 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 2100 1148 100 U1 Turbine/Generator Full Power
10/15/04 2200 1148 100 U1 Turbine/Generator Full Power
10/15/04 2300 1148 99.9 U1 Turbine/Generator Full Power
10/15/04 2400 1148 100 U1 Turbine/Generator Full Power
10/16/04 0100 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0200 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0300 1147 100 U1 Turbine/Generator Full Power
10/16/04 0400 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0500 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0600 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0700 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0800 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 0900 1146 99.9 U1 Turbine/Generator Full Power



10/16/04 1000 1148 99.9 U1 Turbine/Generator Full Power
10/16/04 1100 1146 100 U1 Turbine/Generator Full Power
10/16/04 1200 1147 99.9 U1 Turbine/Generator Full Power
10/16/04 1300 1146 100 U1 Turbine/Generator Full Power
10/16/04 1400 1146 99.9 U1 Turbine/Generator Full Power
10/16/04 1500 1146 100 U1 Turbine/Generator Full Power
10/16/04 1600 1145 100 U1 Turbine/Generator Full Power
10/16/04 1700 1145 99.9 U1 Turbine/Generator Full Power
10/16/04 1800 1146 99.9 U1 Turbine/Generator Full Power
10/16/04 1900 1146 99.9 U1 Turbine/Generator Full Power
10/16/04 2000 1145 99.9 U1 Turbine/Generator Full Power
10/16/04 2100 1145 99.9 U1 Turbine/Generator Full Power
10/16/04 2200 1145 99.9 U1 Turbine/Generator Full Power
10/16/04 2300 1145 99.9 U1 Turbine/Generator Full Power
10/16/04 2400 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0100 1146 99.8 U1 Turbine/Generator Full Power
10/17/04 0200 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0300 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0400 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0500 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0600 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0700 1145 99.9 U1 Turbine/Generator Full Power
10/17/04 0800 1144 99.9 U1 Turbine/Generator Full Power
10/17/04 0900 1144 99.9 U1 Turbine/Generator Full Power
10/17/04 1000 1145 100 U1 Turbine/Generator Full Power
10/17/04 1100 1144 99.8 U1 Turbine/Generator Full Power
10/17/04 1200 1144 99.9 U1 Turbine/Generator Full Power
10/17/04 1300 1144 99.9 U1 Turbine/Generator Full Power
10/17/04 1400 1144 100 U1 Turbine/Generator Full Power
10/17/04 1500 1144 100 U1 Turbine/Generator Full Power
10/17/04 1600 1143 99.9 U1 Turbine/Generator Full Power
10/17/04 1700 1143 99.9 U1 Turbine/Generator Full Power
10/17/04 1800 1142 99.9 U1 Turbine/Generator Full Power
10/17/04 1900 1142 99.9 U1 Turbine/Generator Full Power
10/17/04 2000 1142 99.8 U1 Turbine/Generator Full Power
10/17/04 2100 1143 99.9 U1 Turbine/Generator Full Power
10/17/04 2200 1143 99.9 U1 Turbine/Generator Full Power
10/17/04 2300 1143 99.9 U1 Turbine/Generator Full Power
10/17/04 2400 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0100 1142 99.9 U1 Turbine/Generator Full Power
10/18/04 0200 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0300 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0400 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0500 1143 100 U1 Turbine/Generator Full Power
10/18/04 0600 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0700 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0800 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 0900 1142 99.9 U1 Turbine/Generator Full Power
10/18/04 1000 1144 100 U1 Turbine/Generator Full Power
10/18/04 1100 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 1200 1143 100 U1 Turbine/Generator Full Power
10/18/04 1300 1144 99.9 U1 Turbine/Generator Full Power
10/18/04 1400 1144 99.9 U1 Turbine/Generator Full Power
10/18/04 1500 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 1600 1143 99.9 U1 Turbine/Generator Full Power



10/18/04 1700 1142 99.9 U1 Turbine/Generator Full Power
10/18/04 1800 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 1900 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 2000 1142 99.8 U1 Turbine/Generator Full Power
10/18/04 2100 1142 99.9 U1 Turbine/Generator Full Power
10/18/04 2200 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 2300 1143 99.9 U1 Turbine/Generator Full Power
10/18/04 2400 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 0100 1143 99.9 U1 Turbine/Generator Full Power
10/19/04 0200 1143 99.8 U1 Turbine/Generator Full Power
10/19/04 0300 1143 99.9 U1 Turbine/Generator Full Power
10/19/04 0400 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 0500 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 0600 1144 99.8 U1 Turbine/Generator Full Power
10/19/04 0700 1143 99.9 U1 Turbine/Generator Full Power
10/19/04 0800 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 0900 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1000 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1100 1142 99.9 U1 Turbine/Generator Full Power
10/19/04 1200 1143 99.9 U1 Turbine/Generator Full Power
10/19/04 1300 1143 100 U1 Turbine/Generator Full Power
10/19/04 1400 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1500 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1600 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1700 1143 99.9 U1 Turbine/Generator Full Power
10/19/04 1800 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 1900 1144 99.9 U1 Turbine/Generator Full Power
10/19/04 2000 1142 99.9 U1 Turbine/Generator Full Power
10/19/04 2100 1143 100 U1 Turbine/Generator Full Power
10/19/04 2200 1142 99.9 U1 Turbine/Generator Full Power
10/19/04 2300 1142 99.9 U1 Turbine/Generator Full Power
10/19/04 2400 1143 99.9 U1 Turbine/Generator Full Power
10/20/04 0100 1143 99.9 U1 Turbine/Generator Full Power
10/20/04 0200 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 0300 1144 99.8 U1 Turbine/Generator Full Power
10/20/04 0400 1145 99.8 U1 Turbine/Generator Full Power
10/20/04 0500 1145 99.9 U1 Turbine/Generator Full Power
10/20/04 0600 1145 99.9 U1 Turbine/Generator Full Power
10/20/04 0700 1144 99.9 U1 Turbine/Generator Full Power
10/20/04 0800 1144 99.9 U1 Turbine/Generator Full Power
10/20/04 0900 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 1000 1143 99.8 U1 Turbine/Generator Full Power
10/20/04 1100 1142 100 U1 Turbine/Generator Full Power
10/20/04 1200 1142 100 U1 Turbine/Generator Full Power
10/20/04 1300 1143 99.9 U1 Turbine/Generator Full Power
10/20/04 1400 1143 100 U1 Turbine/Generator Full Power
10/20/04 1500 1143 100 U1 Turbine/Generator Full Power
10/20/04 1600 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 1700 1142 100 U1 Turbine/Generator Full Power
10/20/04 1800 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 1900 1143 100 U1 Turbine/Generator Full Power
10/20/04 2000 1143 99.9 U1 Turbine/Generator Full Power
10/20/04 2100 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 2200 1142 99.9 U1 Turbine/Generator Full Power
10/20/04 2300 1142 99.9 U1 Turbine/Generator Full Power



10/20/04 2400 1142 99.9 U1 Turbine/Generator Full Power
10/21/04 0100 1143 99.8 U1 Turbine/Generator Full Power
10/21/04 0200 1143 99.8 U1 Turbine/Generator Full Power
10/21/04 0300 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 0400 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 0500 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 0600 1144 99.8 U1 Turbine/Generator Full Power
10/21/04 0700 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 0800 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 0900 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1000 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1100 1142 100 U1 Turbine/Generator Full Power
10/21/04 1200 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1300 1142 99.9 U1 Turbine/Generator Full Power
10/21/04 1400 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1500 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1600 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 1700 1145 99.9 U1 Turbine/Generator Full Power
10/21/04 1800 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 1900 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 2000 1144 99.9 U1 Turbine/Generator Full Power
10/21/04 2100 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 2200 1143 99.9 U1 Turbine/Generator Full Power
10/21/04 2300 1143 99.8 U1 Turbine/Generator Full Power
10/21/04 2400 1143 100 U1 Turbine/Generator Full Power
10/22/04 0100 1143 100 U1 Turbine/Generator Full Power
10/22/04 0200 1142 99.9 U1 Turbine/Generator Full Power
10/22/04 0300 1143 99.8 U1 Turbine/Generator Full Power
10/22/04 0400 1144 99.9 U1 Turbine/Generator Full Power
10/22/04 0500 1144 99.9 U1 Turbine/Generator Full Power
10/22/04 0600 1145 99.9 U1 Turbine/Generator Full Power
10/22/04 0700 1145 99.9 U1 Turbine/Generator Full Power
10/22/04 0800 1145 99.8 U1 Turbine/Generator Full Power
10/22/04 0900 1145 99.8 U1 Turbine/Generator Full Power
10/22/04 1000 1144 100 U1 Turbine/Generator Full Power
10/22/04 1100 1144 99.9 U1 Turbine/Generator Full Power
10/22/04 1200 1144 99.8 U1 Turbine/Generator Full Power
10/22/04 1300 1144 99.8 U1 Turbine/Generator Full Power
10/22/04 1400 1144 99.9 U1 Turbine/Generator Full Power
10/22/04 1500 1143 99.9 U1 Turbine/Generator Full Power
10/22/04 1600 1143 99.8 U1 Turbine/Generator Full Power
10/22/04 1700 1143 99.9 U1 Turbine/Generator Full Power
10/22/04 1800 1144 100 U1 Turbine/Generator Full Power
10/22/04 1900 1143 99.9 U1 Turbine/Generator Full Power
10/22/04 2000 1144 99.8 U1 Turbine/Generator Full Power
10/22/04 2100 1145 99.9 U1 Turbine/Generator Full Power
10/22/04 2200 1145 99.9 U1 Turbine/Generator Full Power
10/22/04 2300 1144 99.9 U1 Turbine/Generator Full Power
10/22/04 2400 1145 100 U1 Turbine/Generator Full Power
10/23/04 0100 1144 99.9 U1 Turbine/Generator Full Power
10/23/04 0200 1144 99.9 U1 Turbine/Generator Full Power
10/23/04 0300 1144 99.9 U1 Turbine/Generator Full Power
10/23/04 0400 1145 99.9 U1 Turbine/Generator Full Power
10/23/04 0500 1145 99.9 U1 Turbine/Generator Full Power
10/23/04 0600 1145 99.9 U1 Turbine/Generator Full Power



10/23/04 0700 1145 99.9 U1 Turbine/Generator Full Power
10/23/04 0800 1145 99.9 U1 Turbine/Generator Full Power
10/23/04 0900 1145 99.9 U1 Turbine/Generator Full Power
10/23/04 1000 1145 100 U1 Turbine/Generator Full Power
10/23/04 1100 1144 99.8 U1 Turbine/Generator Full Power
10/23/04 1200 1143 99.9 U1 Turbine/Generator Full Power
10/23/04 1300 1144 99.9 U1 Turbine/Generator Full Power
10/23/04 1400 1143 100 U1 Turbine/Generator Full Power
10/23/04 1500 1144 100 U1 Turbine/Generator Full Power
10/23/04 1600 1144 99.9 U1 Turbine/Generator Full Power
10/23/04 1700 1144 100 U1 Turbine/Generator Full Power
10/23/04 1800 1145 100 U1 Turbine/Generator Full Power
10/23/04 1900 1145 100 U1 Turbine/Generator Full Power
10/23/04 2000 1146 99.9 U1 Turbine/Generator Full Power
10/23/04 2100 1146 100 U1 Turbine/Generator Full Power
10/23/04 2200 1146 99.9 U1 Turbine/Generator Full Power
10/23/04 2300 1146 100 U1 Turbine/Generator Full Power
10/23/04 2400 1146 100 U1 Turbine/Generator Full Power
10/24/04 0100 1146 100 U1 Turbine/Generator Full Power
10/24/04 0200 1146 100 U1 Turbine/Generator Full Power
10/24/04 0300 1145 99.9 U1 Turbine/Generator Full Power
10/24/04 0400 1145 100 U1 Turbine/Generator Full Power
10/24/04 0500 1146 99.9 U1 Turbine/Generator Full Power
10/24/04 0600 1146 100 U1 Turbine/Generator Full Power
10/24/04 0700 1146 100 U1 Turbine/Generator Full Power
10/24/04 0800 1144 100 U1 Turbine/Generator Full Power
10/24/04 0900 1146 99.9 U1 Turbine/Generator Full Power
10/24/04 1000 1146 100 U1 Turbine/Generator Full Power
10/24/04 1100 1145 100 U1 Turbine/Generator Full Power
10/24/04 1200 1145 100 U1 Turbine/Generator Full Power
10/24/04 1300 1145 100 U1 Turbine/Generator Full Power
10/24/04 1400 1145 100 U1 Turbine/Generator Full Power
10/24/04 1500 1144 100 U1 Turbine/Generator Full Power
10/24/04 1600 1145 100 U1 Turbine/Generator Full Power
10/24/04 1700 1145 100 U1 Turbine/Generator Full Power
10/24/04 1800 1145 100 U1 Turbine/Generator Full Power
10/24/04 1900 1145 100 U1 Turbine/Generator Full Power
10/24/04 2000 1146 100 U1 Turbine/Generator Full Power
10/24/04 2100 1146 100 U1 Turbine/Generator Full Power
10/24/04 2200 1145 100 U1 Turbine/Generator Full Power
10/24/04 2300 1145 99.9 U1 Turbine/Generator Full Power
10/24/04 2400 1145 100 U1 Turbine/Generator Full Power
10/25/04 0100 1145 100 U1 Turbine/Generator Full Power
10/25/04 0200 1145 100 U1 Turbine/Generator Full Power
10/25/04 0300 1145 100 U1 Turbine/Generator Full Power
10/25/04 0400 1145 100 U1 Turbine/Generator Full Power
10/25/04 0500 1145 100 U1 Turbine/Generator Full Power
10/25/04 0600 1146 100 U1 Turbine/Generator Full Power
10/25/04 0700 1146 99.9 U1 Turbine/Generator Full Power
10/25/04 0800 1146 99.9 U1 Turbine/Generator Full Power
10/25/04 0900 1145 99.9 U1 Turbine/Generator Full Power
10/25/04 1000 1148 99.9 U1 Turbine/Generator Full Power
10/25/04 1100 1145 99.9 U1 Turbine/Generator Full Power
10/25/04 1200 1146 100 U1 Turbine/Generator Full Power
10/25/04 1300 1146 100 U1 Turbine/Generator Full Power



10/25/04 1400 1146 99.9 U1 Turbine/Generator Full Power
10/25/04 1500 1146 100 U1 Turbine/Generator Full Power
10/25/04 1600 1145 100 U1 Turbine/Generator Full Power
10/25/04 1700 1145 100 U1 Turbine/Generator Full Power
10/25/04 1800 1146 99.9 U1 Turbine/Generator Full Power
10/25/04 1900 1146 99.9 U1 Turbine/Generator Full Power
10/25/04 2000 1145 100 U1 Turbine/Generator Full Power
10/25/04 2100 1145 99.9 U1 Turbine/Generator Full Power
10/25/04 2200 1145 100 U1 Turbine/Generator Full Power
10/25/04 2300 1145 99.9 U1 Turbine/Generator Full Power
10/25/04 2400 1146 100 U1 Turbine/Generator Full Power
10/26/04 0100 1146 100 U1 Turbine/Generator Full Power
10/26/04 0200 1147 99.9 U1 Turbine/Generator Full Power
10/26/04 0300 1145 100 U1 Turbine/Generator Full Power
10/26/04 0400 1147 100 U1 Turbine/Generator Full Power
10/26/04 0500 1145 100 U1 Turbine/Generator Full Power
10/26/04 0600 1146 100 U1 Turbine/Generator Full Power
10/26/04 0700 1147 100 U1 Turbine/Generator Full Power
10/26/04 0800 1148 100 U1 Turbine/Generator Full Power
10/26/04 0900 1147 100 U1 Turbine/Generator Full Power
10/26/04 1000 1147 100 U1 Turbine/Generator Full Power
10/26/04 1100 1147 99.9 U1 Turbine/Generator Full Power
10/26/04 1200 1145 99.9 U1 Turbine/Generator Full Power
10/26/04 1300 1145 99.9 U1 Turbine/Generator Full Power
10/26/04 1400 1146 99.9 U1 Turbine/Generator Full Power
10/26/04 1500 1145 100 U1 Turbine/Generator Full Power
10/26/04 1600 1146 100 U1 Turbine/Generator Full Power
10/26/04 1700 1146 100 U1 Turbine/Generator Full Power
10/26/04 1800 1143 99.9 U1 Turbine/Generator Full Power
10/26/04 1900 1144 100 U1 Turbine/Generator Full Power
10/26/04 2000 1144 100 U1 Turbine/Generator Full Power
10/26/04 2100 1145 99.9 U1 Turbine/Generator Full Power
10/26/04 2200 1144 100 U1 Turbine/Generator Full Power
10/26/04 2300 1146 100 U1 Turbine/Generator Full Power
10/26/04 2400 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 0100 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 0200 1144 99.9 U1 Turbine/Generator Full Power
10/27/04 0300 1146 100.1 U1 Turbine/Generator Full Power
10/27/04 0400 1145 100 U1 Turbine/Generator Full Power
10/27/04 0500 1146 100.1 U1 Turbine/Generator Full Power
10/27/04 0600 1145 100 U1 Turbine/Generator Full Power
10/27/04 0700 1145 100 U1 Turbine/Generator Full Power
10/27/04 0800 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 0900 1147 99.9 U1 Turbine/Generator Full Power
10/27/04 1000 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 1100 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 1200 1145 100 U1 Turbine/Generator Full Power
10/27/04 1300 1145 100 U1 Turbine/Generator Full Power
10/27/04 1400 1144 100 U1 Turbine/Generator Full Power
10/27/04 1500 1145 100 U1 Turbine/Generator Full Power
10/27/04 1600 1144 100 U1 Turbine/Generator Full Power
10/27/04 1700 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 1800 1144 100 U1 Turbine/Generator Full Power
10/27/04 1900 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 2000 1144 99.9 U1 Turbine/Generator Full Power



10/27/04 2100 1145 99.9 U1 Turbine/Generator Full Power
10/27/04 2200 1146 100 U1 Turbine/Generator Full Power
10/27/04 2300 1146 100 U1 Turbine/Generator Full Power
10/27/04 2400 1146 100 U1 Turbine/Generator Full Power
10/28/04 0100 1146 99.9 U1 Turbine/Generator Full Power
10/28/04 0200 1146 99.9 U1 Turbine/Generator Full Power
10/28/04 0300 1145 99.9 U1 Turbine/Generator Full Power
10/28/04 0400 1145 99.9 U1 Turbine/Generator Full Power
10/28/04 0500 1146 100 U1 Turbine/Generator Full Power
10/28/04 0600 1146 100 U1 Turbine/Generator Full Power
10/28/04 0700 1146 100 U1 Turbine/Generator Full Power
10/28/04 0800 1148 100 U1 Turbine/Generator Full Power
10/28/04 0900 1146 99.9 U1 Turbine/Generator Full Power
10/28/04 1000 1147 100 U1 Turbine/Generator Full Power
10/28/04 1100 1147 100 U1 Turbine/Generator Full Power
10/28/04 1200 1145 100 U1 Turbine/Generator Full Power
10/28/04 1300 1147 100 U1 Turbine/Generator Full Power
10/28/04 1400 1146 99.9 U1 Turbine/Generator Full Power
10/28/04 1500 1145 99.9 U1 Turbine/Generator Full Power
10/28/04 1600 1147 100 U1 Turbine/Generator Full Power
10/28/04 1700 1145 100 U1 Turbine/Generator Full Power
10/28/04 1800 1145 100 U1 Turbine/Generator Full Power
10/28/04 1900 1144 100 U1 Turbine/Generator Full Power
10/28/04 2000 1145 100 U1 Turbine/Generator Full Power
10/28/04 2100 1145 100 U1 Turbine/Generator Full Power
10/28/04 2200 1146 100 U1 Turbine/Generator Full Power
10/28/04 2300 1146 100 U1 Turbine/Generator Full Power
10/28/04 2400 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 0100 1146 100 U1 Turbine/Generator Full Power
10/29/04 0200 1145 99.9 U1 Turbine/Generator Full Power
10/29/04 0300 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 0400 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 0500 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 0600 1146 100 U1 Turbine/Generator Full Power
10/29/04 0700 1146 100 U1 Turbine/Generator Full Power
10/29/04 0800 1146 100 U1 Turbine/Generator Full Power
10/29/04 0900 1147 100 U1 Turbine/Generator Full Power
10/29/04 1000 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 1100 1146 100 U1 Turbine/Generator Full Power
10/29/04 1200 1146 100 U1 Turbine/Generator Full Power
10/29/04 1300 1146 100 U1 Turbine/Generator Full Power
10/29/04 1400 1147 100 U1 Turbine/Generator Full Power
10/29/04 1500 1145 99.9 U1 Turbine/Generator Full Power
10/29/04 1600 1145 100 U1 Turbine/Generator Full Power
10/29/04 1700 1146 99.9 U1 Turbine/Generator Full Power
10/29/04 1800 1147 99.9 U1 Turbine/Generator Full Power
10/29/04 1900 1147 99.9 U1 Turbine/Generator Full Power
10/29/04 2000 1147 99.9 U1 Turbine/Generator Full Power
10/29/04 2100 1147 99.9 U1 Turbine/Generator Full Power
10/29/04 2200 1147 100 U1 Turbine/Generator Full Power
10/29/04 2300 1148 100 U1 Turbine/Generator Full Power
10/29/04 2400 1148 100 U1 Turbine/Generator Full Power
10/30/04 0100 1147 100 U1 Turbine/Generator Full Power
10/30/04 0200 1147 100 U1 Turbine/Generator Full Power
10/30/04 0300 1147 100 U1 Turbine/Generator Full Power



10/30/04 0400 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 0500 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 0600 1148 100 U1 Turbine/Generator Full Power
10/30/04 0700 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 0800 1148 99.9 U1 Turbine/Generator Full Power
10/30/04 0900 1148 100 U1 Turbine/Generator Full Power
10/30/04 1000 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 1100 1148 100 U1 Turbine/Generator Full Power
10/30/04 1200 1148 100 U1 Turbine/Generator Full Power
10/30/04 1300 1148 100 U1 Turbine/Generator Full Power
10/30/04 1400 1148 100 U1 Turbine/Generator Full Power
10/30/04 1500 1148 100 U1 Turbine/Generator Full Power
10/30/04 1600 1148 99.9 U1 Turbine/Generator Full Power
10/30/04 1700 1149 100 U1 Turbine/Generator Full Power
10/30/04 1800 1148 100 U1 Turbine/Generator Full Power
10/30/04 1900 1148 99.9 U1 Turbine/Generator Full Power
10/30/04 2000 1148 100 U1 Turbine/Generator Full Power
10/30/04 2100 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 2200 1147 100 U1 Turbine/Generator Full Power
10/30/04 2300 1147 99.9 U1 Turbine/Generator Full Power
10/30/04 2400 1148 99.9 U1 Turbine/Generator Full Power
10/31/04 0100 1148 99.9 U1 Turbine/Generator Full Power
10/31/04 0200 1148 100 U1 Turbine/Generator Full Power
10/31/04 0300 1148 99.9 U1 Turbine/Generator Full Power
10/31/04 0400 1148 100 U1 Turbine/Generator Full Power
10/31/04 0500 1149 100 U1 Turbine/Generator Full Power
10/31/04 0600 1149 100 U1 Turbine/Generator Full Power
10/31/04 0700 1149 100 U1 Turbine/Generator Full Power
10/31/04 0800 1148 100 U1 Turbine/Generator Full Power
10/31/04 0900 1149 100 U1 Turbine/Generator Full Power
10/31/04 1000 1150 100 U1 Turbine/Generator Full Power
10/31/04 1100 1150 100 U1 Turbine/Generator Full Power
10/31/04 1200 1149 100 U1 Turbine/Generator Full Power
10/31/04 1300 1149 100 U1 Turbine/Generator Full Power
10/31/04 1400 1148 100 U1 Turbine/Generator Full Power
10/31/04 1500 1150 100 U1 Turbine/Generator Full Power
10/31/04 1600 1149 100 U1 Turbine/Generator Full Power
10/31/04 1700 1148 100 U1 Turbine/Generator Full Power
10/31/04 1800 1149 100 U1 Turbine/Generator Full Power
10/31/04 1900 1150 100 U1 Turbine/Generator Full Power
10/31/04 2000 1149 100 U1 Turbine/Generator Full Power
10/31/04 2100 1149 100 U1 Turbine/Generator Full Power
10/31/04 2200 1149 100 U1 Turbine/Generator Full Power
10/31/04 2300 1149 99.9 U1 Turbine/Generator Full Power
10/31/04 2400 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 0100 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 0200 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 0300 1150 99.9 U1 Turbine/Generator Full Power
11/01/04 0400 1150 100 U1 Turbine/Generator Full Power
11/01/04 0500 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 0600 1149 100 U1 Turbine/Generator Full Power
11/01/04 0700 1150 99.9 U1 Turbine/Generator Full Power
11/01/04 0800 1149 100 U1 Turbine/Generator Full Power
11/01/04 0900 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 1000 1149 100 U1 Turbine/Generator Full Power



11/01/04 1100 1149 100 U1 Turbine/Generator Full Power
11/01/04 1200 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 1300 1149 100 U1 Turbine/Generator Full Power
11/01/04 1400 1149 100 U1 Turbine/Generator Full Power
11/01/04 1500 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 1600 1148 100.1 U1 Turbine/Generator Full Power
11/01/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 1800 1148 100 U1 Turbine/Generator Full Power
11/01/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 2000 1148 100 U1 Turbine/Generator Full Power
11/01/04 2100 1148 99.9 U1 Turbine/Generator Full Power
11/01/04 2200 1149 99.9 U1 Turbine/Generator Full Power
11/01/04 2300 1147 100 U1 Turbine/Generator Full Power
11/01/04 2400 1148 99.9 U1 Turbine/Generator Full Power
11/02/04 0100 1150 99.9 U1 Turbine/Generator Full Power
11/02/04 0200 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 0300 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 0400 1148 100 U1 Turbine/Generator Full Power
11/02/04 0500 1151 99.9 U1 Turbine/Generator Full Power
11/02/04 0600 1148 99.9 U1 Turbine/Generator Full Power
11/02/04 0700 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 0800 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 0900 1150 100 U1 Turbine/Generator Full Power
11/02/04 1000 1149 100 U1 Turbine/Generator Full Power
11/02/04 1100 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 1200 1149 100 U1 Turbine/Generator Full Power
11/02/04 1300 1149 100 U1 Turbine/Generator Full Power
11/02/04 1400 1148 100 U1 Turbine/Generator Full Power
11/02/04 1500 1148 100 U1 Turbine/Generator Full Power
11/02/04 1600 1148 100 U1 Turbine/Generator Full Power
11/02/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/02/04 1900 1148 100 U1 Turbine/Generator Full Power
11/02/04 2000 1147 99.9 U1 Turbine/Generator Full Power
11/02/04 2100 1149 100 U1 Turbine/Generator Full Power
11/02/04 2200 1148 100 U1 Turbine/Generator Full Power
11/02/04 2300 1150 100 U1 Turbine/Generator Full Power
11/02/04 2400 1149 100 U1 Turbine/Generator Full Power
11/03/04 0100 1149 99.9 U1 Turbine/Generator Full Power
11/03/04 0200 1148 99.9 U1 Turbine/Generator Full Power
11/03/04 0300 1148 100 U1 Turbine/Generator Full Power
11/03/04 0400 1149 99.9 U1 Turbine/Generator Full Power
11/03/04 0500 1149 99.9 U1 Turbine/Generator Full Power
11/03/04 0600 1149 100 U1 Turbine/Generator Full Power
11/03/04 0700 1149 100 U1 Turbine/Generator Full Power
11/03/04 0800 1148 100 U1 Turbine/Generator Full Power
11/03/04 0900 1149 100 U1 Turbine/Generator Full Power
11/03/04 1000 1150 99.9 U1 Turbine/Generator Full Power
11/03/04 1100 1149 99.9 U1 Turbine/Generator Full Power
11/03/04 1200 1148 99.9 U1 Turbine/Generator Full Power
11/03/04 1300 1148 99.9 U1 Turbine/Generator Full Power
11/03/04 1400 1150 100 U1 Turbine/Generator Full Power
11/03/04 1500 1150 99.9 U1 Turbine/Generator Full Power
11/03/04 1600 1152 99.9 U1 Turbine/Generator Full Power
11/03/04 1700 1147 99.9 U1 Turbine/Generator Full Power



11/03/04 1800 1148 100 U1 Turbine/Generator Full Power
11/03/04 1900 1149 100 U1 Turbine/Generator Full Power
11/03/04 2000 1149 100 U1 Turbine/Generator Full Power
11/03/04 2100 1150 100 U1 Turbine/Generator Full Power
11/03/04 2200 1150 100 U1 Turbine/Generator Full Power
11/03/04 2300 1149 99.9 U1 Turbine/Generator Full Power
11/03/04 2400 1150 100 U1 Turbine/Generator Full Power
11/04/04 0100 1151 100 U1 Turbine/Generator Full Power
11/04/04 0200 1150 100 U1 Turbine/Generator Full Power
11/04/04 0300 1150 100 U1 Turbine/Generator Full Power
11/04/04 0400 1149 100.1 U1 Turbine/Generator Full Power
11/04/04 0500 1150 100.1 U1 Turbine/Generator Full Power
11/04/04 0600 1151 100 U1 Turbine/Generator Full Power
11/04/04 0700 1150 100 U1 Turbine/Generator Full Power
11/04/04 0800 1151 99.9 U1 Turbine/Generator Full Power
11/04/04 0900 1152 99.9 U1 Turbine/Generator Full Power
11/04/04 1000 1151 100 U1 Turbine/Generator Full Power
11/04/04 1100 1150 100 U1 Turbine/Generator Full Power
11/04/04 1200 1148 100 U1 Turbine/Generator Full Power
11/04/04 1300 1149 100 U1 Turbine/Generator Full Power
11/04/04 1400 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 1500 1150 99.9 U1 Turbine/Generator Full Power
11/04/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 1700 1150 99.9 U1 Turbine/Generator Full Power
11/04/04 1800 1148 99.9 U1 Turbine/Generator Full Power
11/04/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 2100 1148 99.9 U1 Turbine/Generator Full Power
11/04/04 2200 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 2300 1149 99.9 U1 Turbine/Generator Full Power
11/04/04 2400 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 0100 1149 100 U1 Turbine/Generator Full Power
11/05/04 0200 1150 99.9 U1 Turbine/Generator Full Power
11/05/04 0300 1146 99.9 U1 Turbine/Generator Full Power
11/05/04 0400 1149 99.8 U1 Turbine/Generator Full Power
11/05/04 0500 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 0600 1150 100 U1 Turbine/Generator Full Power
11/05/04 0700 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 0800 1149 100 U1 Turbine/Generator Full Power
11/05/04 0900 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 1000 1149 100 U1 Turbine/Generator Full Power
11/05/04 1100 1150 100 U1 Turbine/Generator Full Power
11/05/04 1200 1149 100 U1 Turbine/Generator Full Power
11/05/04 1300 1150 100 U1 Turbine/Generator Full Power
11/05/04 1400 1150 100 U1 Turbine/Generator Full Power
11/05/04 1500 1150 100 U1 Turbine/Generator Full Power
11/05/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 1700 1149 100 U1 Turbine/Generator Full Power
11/05/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/05/04 2000 1150 100 U1 Turbine/Generator Full Power
11/05/04 2100 1150 100 U1 Turbine/Generator Full Power
11/05/04 2200 1150 100 U1 Turbine/Generator Full Power
11/05/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/05/04 2400 1150 100 U1 Turbine/Generator Full Power



11/06/04 0100 1150 100 U1 Turbine/Generator Full Power
11/06/04 0200 1150 100 U1 Turbine/Generator Full Power
11/06/04 0300 1149 100 U1 Turbine/Generator Full Power
11/06/04 0400 1150 100 U1 Turbine/Generator Full Power
11/06/04 0500 1151 100 U1 Turbine/Generator Full Power
11/06/04 0600 1150 100 U1 Turbine/Generator Full Power
11/06/04 0700 1150 100 U1 Turbine/Generator Full Power
11/06/04 0800 1150 100 U1 Turbine/Generator Full Power
11/06/04 0900 1150 100 U1 Turbine/Generator Full Power
11/06/04 1000 1149 100 U1 Turbine/Generator Full Power
11/06/04 1100 1149 100 U1 Turbine/Generator Full Power
11/06/04 1200 1149 100 U1 Turbine/Generator Full Power
11/06/04 1300 1150 100 U1 Turbine/Generator Full Power
11/06/04 1400 1149 100 U1 Turbine/Generator Full Power
11/06/04 1500 1149 99.9 U1 Turbine/Generator Full Power
11/06/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/06/04 1700 1149 100 U1 Turbine/Generator Full Power
11/06/04 1800 1149 100 U1 Turbine/Generator Full Power
11/06/04 1900 1150 100 U1 Turbine/Generator Full Power
11/06/04 2000 1150 100 U1 Turbine/Generator Full Power
11/06/04 2100 1150 100 U1 Turbine/Generator Full Power
11/06/04 2200 1150 100 U1 Turbine/Generator Full Power
11/06/04 2300 1150 100 U1 Turbine/Generator Full Power
11/06/04 2400 1150 100 U1 Turbine/Generator Full Power
11/07/04 0100 1150 100 U1 Turbine/Generator Full Power
11/07/04 0200 1150 100 U1 Turbine/Generator Full Power
11/07/04 0300 1149 100 U1 Turbine/Generator Full Power
11/07/04 0400 1150 100 U1 Turbine/Generator Full Power
11/07/04 0500 1150 100 U1 Turbine/Generator Full Power
11/07/04 0600 1150 100 U1 Turbine/Generator Full Power
11/07/04 0700 1150 100 U1 Turbine/Generator Full Power
11/07/04 0800 1150 100 U1 Turbine/Generator Full Power
11/07/04 0900 1150 100 U1 Turbine/Generator Full Power
11/07/04 1000 1149 100 U1 Turbine/Generator Full Power
11/07/04 1100 1149 100 U1 Turbine/Generator Full Power
11/07/04 1200 1148 100 U1 Turbine/Generator Full Power
11/07/04 1300 1148 99.9 U1 Turbine/Generator Full Power
11/07/04 1400 1148 100 U1 Turbine/Generator Full Power
11/07/04 1500 1148 100 U1 Turbine/Generator Full Power
11/07/04 1600 1148 100 U1 Turbine/Generator Full Power
11/07/04 1700 1148 99.9 U1 Turbine/Generator Full Power
11/07/04 1800 1147 100 U1 Turbine/Generator Full Power
11/07/04 1900 1148 100 U1 Turbine/Generator Full Power
11/07/04 2000 1148 100 U1 Turbine/Generator Full Power
11/07/04 2100 1148 100 U1 Turbine/Generator Full Power
11/07/04 2200 1148 100 U1 Turbine/Generator Full Power
11/07/04 2300 1149 100 U1 Turbine/Generator Full Power
11/07/04 2400 1147 99.9 U1 Turbine/Generator Full Power
11/08/04 0100 1148 100 U1 Turbine/Generator Full Power
11/08/04 0200 1148 100 U1 Turbine/Generator Full Power
11/08/04 0300 1148 100 U1 Turbine/Generator Full Power
11/08/04 0400 1149 100 U1 Turbine/Generator Full Power
11/08/04 0500 1148 100 U1 Turbine/Generator Full Power
11/08/04 0600 1148 100 U1 Turbine/Generator Full Power
11/08/04 0700 1147 100 U1 Turbine/Generator Full Power



11/08/04 0800 1147 100 U1 Turbine/Generator Full Power
11/08/04 0900 1147 100 U1 Turbine/Generator Full Power
11/08/04 1000 1148 100 U1 Turbine/Generator Full Power
11/08/04 1100 1147 100 U1 Turbine/Generator Full Power
11/08/04 1200 1147 100 U1 Turbine/Generator Full Power
11/08/04 1300 1147 100 U1 Turbine/Generator Full Power
11/08/04 1400 1147 100 U1 Turbine/Generator Full Power
11/08/04 1500 1147 99.9 U1 Turbine/Generator Full Power
11/08/04 1600 1148 100 U1 Turbine/Generator Full Power
11/08/04 1700 1148 100 U1 Turbine/Generator Full Power
11/08/04 1800 1148 100 U1 Turbine/Generator Full Power
11/08/04 1900 1148 100 U1 Turbine/Generator Full Power
11/08/04 2000 1148 100 U1 Turbine/Generator Full Power
11/08/04 2100 1148 99.9 U1 Turbine/Generator Full Power
11/08/04 2200 1148 99.9 U1 Turbine/Generator Full Power
11/08/04 2300 1148 100 U1 Turbine/Generator Full Power
11/08/04 2400 1148 100 U1 Turbine/Generator Full Power
11/09/04 0100 1147 100 U1 Turbine/Generator Full Power
11/09/04 0200 1147 100 U1 Turbine/Generator Full Power
11/09/04 0300 1147 100 U1 Turbine/Generator Full Power
11/09/04 0400 1147 100 U1 Turbine/Generator Full Power
11/09/04 0500 1148 99.9 U1 Turbine/Generator Full Power
11/09/04 0600 1148 100 U1 Turbine/Generator Full Power
11/09/04 0700 1148 100 U1 Turbine/Generator Full Power
11/09/04 0800 1147 99.9 U1 Turbine/Generator Full Power
11/09/04 0900 1148 100 U1 Turbine/Generator Full Power
11/09/04 1000 1147 100 U1 Turbine/Generator Full Power
11/09/04 1100 1147 100 U1 Turbine/Generator Full Power
11/09/04 1200 1147 100 U1 Turbine/Generator Full Power
11/09/04 1300 1147 100 U1 Turbine/Generator Full Power
11/09/04 1400 1147 99.9 U1 Turbine/Generator Full Power
11/09/04 1500 1147 99.9 U1 Turbine/Generator Full Power
11/09/04 1600 1147 100 U1 Turbine/Generator Full Power
11/09/04 1700 1148 100 U1 Turbine/Generator Full Power
11/09/04 1800 1148 99.9 U1 Turbine/Generator Full Power
11/09/04 1900 1148 99.9 U1 Turbine/Generator Full Power
11/09/04 2000 1149 100 U1 Turbine/Generator Full Power
11/09/04 2100 1147 100 U1 Turbine/Generator Full Power
11/09/04 2200 1147 100 U1 Turbine/Generator Full Power
11/09/04 2300 1147 100 U1 Turbine/Generator Full Power
11/09/04 2400 1147 100 U1 Turbine/Generator Full Power
11/10/04 0100 1147 100 U1 Turbine/Generator Full Power
11/10/04 0200 1148 99.9 U1 Turbine/Generator Full Power
11/10/04 0300 1148 100 U1 Turbine/Generator Full Power
11/10/04 0400 1150 100 U1 Turbine/Generator Full Power
11/10/04 0500 1148 100 U1 Turbine/Generator Full Power
11/10/04 0600 1151 100 U1 Turbine/Generator Full Power
11/10/04 0700 1148 100 U1 Turbine/Generator Full Power
11/10/04 0800 1148 100 U1 Turbine/Generator Full Power
11/10/04 0900 1148 100 U1 Turbine/Generator Full Power
11/10/04 1000 1147 100 U1 Turbine/Generator Full Power
11/10/04 1100 1147 100 U1 Turbine/Generator Full Power
11/10/04 1200 1148 99.9 U1 Turbine/Generator Full Power
11/10/04 1300 1147 100 U1 Turbine/Generator Full Power
11/10/04 1400 1147 100 U1 Turbine/Generator Full Power



11/10/04 1500 1147 100 U1 Turbine/Generator Full Power
11/10/04 1600 1147 100 U1 Turbine/Generator Full Power
11/10/04 1700 1147 99.9 U1 Turbine/Generator Full Power
11/10/04 1800 1147 100 U1 Turbine/Generator Full Power
11/10/04 1900 1147 99.9 U1 Turbine/Generator Full Power
11/10/04 2000 1147 100 U1 Turbine/Generator Full Power
11/10/04 2100 1148 100 U1 Turbine/Generator Full Power
11/10/04 2200 1149 99.9 U1 Turbine/Generator Full Power
11/10/04 2300 1147 100 U1 Turbine/Generator Full Power
11/10/04 2400 1147 99.9 U1 Turbine/Generator Full Power
11/11/04 0100 1148 100 U1 Turbine/Generator Full Power
11/11/04 0200 1148 100 U1 Turbine/Generator Full Power
11/11/04 0300 1148 100 U1 Turbine/Generator Full Power
11/11/04 0400 1148 100 U1 Turbine/Generator Full Power
11/11/04 0500 1148 100 U1 Turbine/Generator Full Power
11/11/04 0600 1148 100 U1 Turbine/Generator Full Power
11/11/04 0700 1148 100 U1 Turbine/Generator Full Power
11/11/04 0800 1148 99.9 U1 Turbine/Generator Full Power
11/11/04 0900 1148 99.9 U1 Turbine/Generator Full Power
11/11/04 1000 1147 99.9 U1 Turbine/Generator Full Power
11/11/04 1100 1147 100 U1 Turbine/Generator Full Power
11/11/04 1200 1147 100 U1 Turbine/Generator Full Power
11/11/04 1300 1147 100 U1 Turbine/Generator Full Power
11/11/04 1400 1147 100 U1 Turbine/Generator Full Power
11/11/04 1500 1147 99.9 U1 Turbine/Generator Full Power
11/11/04 1600 1148 99.9 U1 Turbine/Generator Full Power
11/11/04 1700 1148 100 U1 Turbine/Generator Full Power
11/11/04 1800 1148 100 U1 Turbine/Generator Full Power
11/11/04 1900 1147 100 U1 Turbine/Generator Full Power
11/11/04 2000 1149 100 U1 Turbine/Generator Full Power
11/11/04 2100 1148 100 U1 Turbine/Generator Full Power
11/11/04 2200 1147 100 U1 Turbine/Generator Full Power
11/11/04 2300 1148 100 U1 Turbine/Generator Full Power
11/11/04 2400 1147 100 U1 Turbine/Generator Full Power
11/12/04 0100 1147 99.9 U1 Turbine/Generator Full Power
11/12/04 0200 1147 100 U1 Turbine/Generator Full Power
11/12/04 0300 1147 99.9 U1 Turbine/Generator Full Power
11/12/04 0400 1148 100 U1 Turbine/Generator Full Power
11/12/04 0500 1146 100 U1 Turbine/Generator Full Power
11/12/04 0600 1148 99.9 U1 Turbine/Generator Full Power
11/12/04 0700 1147 99.9 U1 Turbine/Generator Full Power
11/12/04 0800 1149 100 U1 Turbine/Generator Full Power
11/12/04 0900 1150 100 U1 Turbine/Generator Full Power
11/12/04 1000 1148 100 U1 Turbine/Generator Full Power
11/12/04 1100 1149 100 U1 Turbine/Generator Full Power
11/12/04 1200 1149 100 U1 Turbine/Generator Full Power
11/12/04 1300 1148 100 U1 Turbine/Generator Full Power
11/12/04 1400 1148 100 U1 Turbine/Generator Full Power
11/12/04 1500 1148 100 U1 Turbine/Generator Full Power
11/12/04 1600 1148 100 U1 Turbine/Generator Full Power
11/12/04 1700 1148 100 U1 Turbine/Generator Full Power
11/12/04 1800 1148 100 U1 Turbine/Generator Full Power
11/12/04 1900 1149 100 U1 Turbine/Generator Full Power
11/12/04 2000 1149 100 U1 Turbine/Generator Full Power
11/12/04 2100 1148 100 U1 Turbine/Generator Full Power



11/12/04 2200 1149 100 U1 Turbine/Generator Full Power
11/12/04 2300 1148 100 U1 Turbine/Generator Full Power
11/12/04 2400 1148 100 U1 Turbine/Generator Full Power
11/13/04 0100 1148 100 U1 Turbine/Generator Full Power
11/13/04 0200 1148 100 U1 Turbine/Generator Full Power
11/13/04 0300 1147 100 U1 Turbine/Generator Full Power
11/13/04 0400 1147 100 U1 Turbine/Generator Full Power
11/13/04 0500 1148 100 U1 Turbine/Generator Full Power
11/13/04 0600 1148 100 U1 Turbine/Generator Full Power
11/13/04 0700 1148 100 U1 Turbine/Generator Full Power
11/13/04 0800 1149 100 U1 Turbine/Generator Full Power
11/13/04 0900 1149 100 U1 Turbine/Generator Full Power
11/13/04 1000 1149 100 U1 Turbine/Generator Full Power
11/13/04 1100 1150 100 U1 Turbine/Generator Full Power
11/13/04 1200 1149 100 U1 Turbine/Generator Full Power
11/13/04 1300 1148 100 U1 Turbine/Generator Full Power
11/13/04 1400 1150 100 U1 Turbine/Generator Full Power
11/13/04 1500 1149 100 U1 Turbine/Generator Full Power
11/13/04 1600 1148 100 U1 Turbine/Generator Full Power
11/13/04 1700 1148 100 U1 Turbine/Generator Full Power
11/13/04 1800 1149 100 U1 Turbine/Generator Full Power
11/13/04 1900 1149 100 U1 Turbine/Generator Full Power
11/13/04 2000 1149 100 U1 Turbine/Generator Full Power
11/13/04 2100 1149 100 U1 Turbine/Generator Full Power
11/13/04 2200 1149 100 U1 Turbine/Generator Full Power
11/13/04 2300 1149 100 U1 Turbine/Generator Full Power
11/13/04 2400 1149 100 U1 Turbine/Generator Full Power
11/14/04 0100 1149 100 U1 Turbine/Generator Full Power
11/14/04 0200 1148 100 U1 Turbine/Generator Full Power
11/14/04 0300 1149 100 U1 Turbine/Generator Full Power
11/14/04 0400 1148 100 U1 Turbine/Generator Full Power
11/14/04 0500 1148 100 U1 Turbine/Generator Full Power
11/14/04 0600 1148 100 U1 Turbine/Generator Full Power
11/14/04 0700 1149 99.9 U1 Turbine/Generator Full Power
11/14/04 0800 1150 100 U1 Turbine/Generator Full Power
11/14/04 0900 1149 100 U1 Turbine/Generator Full Power
11/14/04 1000 1149 100 U1 Turbine/Generator Full Power
11/14/04 1100 1148 100 U1 Turbine/Generator Full Power
11/14/04 1200 1149 100 U1 Turbine/Generator Full Power
11/14/04 1300 1150 100 U1 Turbine/Generator Full Power
11/14/04 1400 1149 100 U1 Turbine/Generator Full Power
11/14/04 1500 1148 100 U1 Turbine/Generator Full Power
11/14/04 1600 1149 100 U1 Turbine/Generator Full Power
11/14/04 1700 1149 100 U1 Turbine/Generator Full Power
11/14/04 1800 1149 100 U1 Turbine/Generator Full Power
11/14/04 1900 1149 100 U1 Turbine/Generator Full Power
11/14/04 2000 1148 100 U1 Turbine/Generator Full Power
11/14/04 2100 1148 100 U1 Turbine/Generator Full Power
11/14/04 2200 1148 100 U1 Turbine/Generator Full Power
11/14/04 2300 1149 100 U1 Turbine/Generator Full Power
11/14/04 2400 1148 100 U1 Turbine/Generator Full Power
11/15/04 0100 1149 100 U1 Turbine/Generator Full Power
11/15/04 0200 1148 100 U1 Turbine/Generator Full Power
11/15/04 0300 1148 100 U1 Turbine/Generator Full Power
11/15/04 0400 1148 100 U1 Turbine/Generator Full Power



11/15/04 0500 1155 100.5 U1 Turbine/Generator Full Power
11/15/04 0600 1154 100.6 U1 Turbine/Generator Full Power
11/15/04 0700 1149 100 U1 Turbine/Generator Full Power
11/15/04 0800 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 0900 1148 100 U1 Turbine/Generator Full Power
11/15/04 1000 1149 100 U1 Turbine/Generator Full Power
11/15/04 1100 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 1200 1148 100 U1 Turbine/Generator Full Power
11/15/04 1300 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 1400 1148 100 U1 Turbine/Generator Full Power
11/15/04 1500 1148 100 U1 Turbine/Generator Full Power
11/15/04 1600 1148 100 U1 Turbine/Generator Full Power
11/15/04 1700 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 1800 1149 100 U1 Turbine/Generator Full Power
11/15/04 1900 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 2000 1148 100 U1 Turbine/Generator Full Power
11/15/04 2100 1148 99.9 U1 Turbine/Generator Full Power
11/15/04 2200 1149 100 U1 Turbine/Generator Full Power
11/15/04 2300 1148 100 U1 Turbine/Generator Full Power
11/15/04 2400 1149 100 U1 Turbine/Generator Full Power
11/16/04 0100 1149 100 U1 Turbine/Generator Full Power
11/16/04 0200 1149 100 U1 Turbine/Generator Full Power
11/16/04 0300 1148 99.9 U1 Turbine/Generator Full Power
11/16/04 0400 1149 100 U1 Turbine/Generator Full Power
11/16/04 0500 1149 100 U1 Turbine/Generator Full Power
11/16/04 0600 1149 100 U1 Turbine/Generator Full Power
11/16/04 0700 1149 100 U1 Turbine/Generator Full Power
11/16/04 0800 1149 100 U1 Turbine/Generator Full Power
11/16/04 0900 1149 99.9 U1 Turbine/Generator Full Power
11/16/04 1000 1148 100 U1 Turbine/Generator Full Power
11/16/04 1100 1148 100 U1 Turbine/Generator Full Power
11/16/04 1200 1148 99.8 U1 Turbine/Generator Full Power
11/16/04 1300 1148 99.9 U1 Turbine/Generator Full Power
11/16/04 1400 1148 100 U1 Turbine/Generator Full Power
11/16/04 1500 1149 100 U1 Turbine/Generator Full Power
11/16/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/16/04 1700 1147 100 U1 Turbine/Generator Full Power
11/16/04 1800 1148 100 U1 Turbine/Generator Full Power
11/16/04 1900 1148 99.9 U1 Turbine/Generator Full Power
11/16/04 2000 1148 100 U1 Turbine/Generator Full Power
11/16/04 2100 1149 100 U1 Turbine/Generator Full Power
11/16/04 2200 1149 100 U1 Turbine/Generator Full Power
11/16/04 2300 1149 99.9 U1 Turbine/Generator Full Power
11/16/04 2400 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 0100 1149 100 U1 Turbine/Generator Full Power
11/17/04 0200 1149 100 U1 Turbine/Generator Full Power
11/17/04 0300 1149 100 U1 Turbine/Generator Full Power
11/17/04 0400 1149 100 U1 Turbine/Generator Full Power
11/17/04 0500 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 0600 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 0700 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 0800 1148 99.9 U1 Turbine/Generator Full Power
11/17/04 0900 1149 100 U1 Turbine/Generator Full Power
11/17/04 1000 1148 100 U1 Turbine/Generator Full Power
11/17/04 1100 1148 100 U1 Turbine/Generator Full Power



11/17/04 1200 1148 100 U1 Turbine/Generator Full Power
11/17/04 1300 1149 100 U1 Turbine/Generator Full Power
11/17/04 1400 1148 99.9 U1 Turbine/Generator Full Power
11/17/04 1500 1148 99.9 U1 Turbine/Generator Full Power
11/17/04 1600 1148 99.9 U1 Turbine/Generator Full Power
11/17/04 1700 1149 100 U1 Turbine/Generator Full Power
11/17/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 1900 1149 100 U1 Turbine/Generator Full Power
11/17/04 2000 1148 100 U1 Turbine/Generator Full Power
11/17/04 2100 1148 100 U1 Turbine/Generator Full Power
11/17/04 2200 1149 100 U1 Turbine/Generator Full Power
11/17/04 2300 1149 99.9 U1 Turbine/Generator Full Power
11/17/04 2400 1148 99.9 U1 Turbine/Generator Full Power
11/18/04 0100 1148 100 U1 Turbine/Generator Full Power
11/18/04 0200 1149 100 U1 Turbine/Generator Full Power
11/18/04 0300 1148 100 U1 Turbine/Generator Full Power
11/18/04 0400 1149 100 U1 Turbine/Generator Full Power
11/18/04 0500 1150 99.9 U1 Turbine/Generator Full Power
11/18/04 0600 1150 99.9 U1 Turbine/Generator Full Power
11/18/04 0700 1150 100 U1 Turbine/Generator Full Power
11/18/04 0800 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 0900 1149 100 U1 Turbine/Generator Full Power
11/18/04 1000 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 1100 1149 100 U1 Turbine/Generator Full Power
11/18/04 1200 1149 100 U1 Turbine/Generator Full Power
11/18/04 1300 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 1400 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 1500 1149 100 U1 Turbine/Generator Full Power
11/18/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 1800 1149 100 U1 Turbine/Generator Full Power
11/18/04 1900 1149 100 U1 Turbine/Generator Full Power
11/18/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/18/04 2100 1150 100 U1 Turbine/Generator Full Power
11/18/04 2200 1150 100.7 U1 Turbine/Generator Full Power
11/18/04 2300 1150 100.7 U1 Turbine/Generator Full Power
11/18/04 2400 1149 100 U1 Turbine/Generator Full Power
11/19/04 0100 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 0200 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 0300 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 0400 1150 100 U1 Turbine/Generator Full Power
11/19/04 0500 1150 100 U1 Turbine/Generator Full Power
11/19/04 0600 1151 100 U1 Turbine/Generator Full Power
11/19/04 0700 1150 100 U1 Turbine/Generator Full Power
11/19/04 0800 1151 100 U1 Turbine/Generator Full Power
11/19/04 0900 1153 100 U1 Turbine/Generator Full Power
11/19/04 1000 1151 99.9 U1 Turbine/Generator Full Power
11/19/04 1100 1150 100 U1 Turbine/Generator Full Power
11/19/04 1200 1150 100 U1 Turbine/Generator Full Power
11/19/04 1300 1150 100 U1 Turbine/Generator Full Power
11/19/04 1400 1150 100 U1 Turbine/Generator Full Power
11/19/04 1500 1150 100 U1 Turbine/Generator Full Power
11/19/04 1600 1149 100 U1 Turbine/Generator Full Power
11/19/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/19/04 1800 1149 99.9 U1 Turbine/Generator Full Power



11/19/04 1900 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 2000 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 2100 1150 100 U1 Turbine/Generator Full Power
11/19/04 2200 1150 99.9 U1 Turbine/Generator Full Power
11/19/04 2300 1151 100 U1 Turbine/Generator Full Power
11/19/04 2400 1152 100 U1 Turbine/Generator Full Power
11/20/04 0100 1151 100 U1 Turbine/Generator Full Power
11/20/04 0200 1149 100 U1 Turbine/Generator Full Power
11/20/04 0300 1150 100 U1 Turbine/Generator Full Power
11/20/04 0400 1151 99.9 U1 Turbine/Generator Full Power
11/20/04 0500 1150 100 U1 Turbine/Generator Full Power
11/20/04 0600 1150 100 U1 Turbine/Generator Full Power
11/20/04 0700 1152 100 U1 Turbine/Generator Full Power
11/20/04 0800 1151 100 U1 Turbine/Generator Full Power
11/20/04 0900 1150 100 U1 Turbine/Generator Full Power
11/20/04 1000 1151 100 U1 Turbine/Generator Full Power
11/20/04 1100 1150 99.9 U1 Turbine/Generator Full Power
11/20/04 1200 1149 100 U1 Turbine/Generator Full Power
11/20/04 1300 1149 100 U1 Turbine/Generator Full Power
11/20/04 1400 1149 100 U1 Turbine/Generator Full Power
11/20/04 1500 1149 100 U1 Turbine/Generator Full Power
11/20/04 1600 1150 100 U1 Turbine/Generator Full Power
11/20/04 1700 1149 100 U1 Turbine/Generator Full Power
11/20/04 1800 1150 100 U1 Turbine/Generator Full Power
11/20/04 1900 1150 99.9 U1 Turbine/Generator Full Power
11/20/04 2000 1150 100 U1 Turbine/Generator Full Power
11/20/04 2100 1150 100 U1 Turbine/Generator Full Power
11/20/04 2200 1149 100 U1 Turbine/Generator Full Power
11/20/04 2300 1149 100 U1 Turbine/Generator Full Power
11/20/04 2400 1149 99.9 U1 Turbine/Generator Full Power
11/21/04 0100 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 0200 1150 100 U1 Turbine/Generator Full Power
11/21/04 0300 1149 99.9 U1 Turbine/Generator Full Power
11/21/04 0400 1149 99.9 U1 Turbine/Generator Full Power
11/21/04 0500 1150 100 U1 Turbine/Generator Full Power
11/21/04 0600 1150 100 U1 Turbine/Generator Full Power
11/21/04 0700 1149 100 U1 Turbine/Generator Full Power
11/21/04 0800 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 0900 1150 100 U1 Turbine/Generator Full Power
11/21/04 1000 1150 100 U1 Turbine/Generator Full Power
11/21/04 1100 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 1200 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 1300 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 1400 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 1500 1150 100 U1 Turbine/Generator Full Power
11/21/04 1600 1150 100 U1 Turbine/Generator Full Power
11/21/04 1700 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 1800 1150 100 U1 Turbine/Generator Full Power
11/21/04 1900 1150 100 U1 Turbine/Generator Full Power
11/21/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/21/04 2100 1150 99.9 U1 Turbine/Generator Full Power
11/21/04 2200 1150 100 U1 Turbine/Generator Full Power
11/21/04 2300 1150 100 U1 Turbine/Generator Full Power
11/21/04 2400 1149 100 U1 Turbine/Generator Full Power
11/22/04 0100 1150 99.9 U1 Turbine/Generator Full Power



11/22/04 0200 1150 100 U1 Turbine/Generator Full Power
11/22/04 0300 1149 99.9 U1 Turbine/Generator Full Power
11/22/04 0400 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 0500 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 0600 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 0700 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 0800 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 0900 1150 100 U1 Turbine/Generator Full Power
11/22/04 1000 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 1100 1149 100 U1 Turbine/Generator Full Power
11/22/04 1200 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 1300 1149 100 U1 Turbine/Generator Full Power
11/22/04 1400 1152 100 U1 Turbine/Generator Full Power
11/22/04 1500 1149 100 U1 Turbine/Generator Full Power
11/22/04 1600 1150 100 U1 Turbine/Generator Full Power
11/22/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/22/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/22/04 1900 1149 100 U1 Turbine/Generator Full Power
11/22/04 2000 1149 100 U1 Turbine/Generator Full Power
11/22/04 2100 1149 100 U1 Turbine/Generator Full Power
11/22/04 2200 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/22/04 2400 1150 99.9 U1 Turbine/Generator Full Power
11/23/04 0100 1149 100 U1 Turbine/Generator Full Power
11/23/04 0200 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 0300 1150 99.8 U1 Turbine/Generator Full Power
11/23/04 0400 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 0500 1150 99.9 U1 Turbine/Generator Full Power
11/23/04 0600 1150 99.9 U1 Turbine/Generator Full Power
11/23/04 0700 1150 99.9 U1 Turbine/Generator Full Power
11/23/04 0800 1150 99.9 U1 Turbine/Generator Full Power
11/23/04 0900 1150 100 U1 Turbine/Generator Full Power
11/23/04 1000 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 1100 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 1200 1148 99.9 U1 Turbine/Generator Full Power
11/23/04 1300 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 1400 1148 99.9 U1 Turbine/Generator Full Power
11/23/04 1500 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 1600 1149 100 U1 Turbine/Generator Full Power
11/23/04 1700 1149 100 U1 Turbine/Generator Full Power
11/23/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 2100 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 2200 1149 100 U1 Turbine/Generator Full Power
11/23/04 2300 1149 99.9 U1 Turbine/Generator Full Power
11/23/04 2400 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 0100 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 0200 1149 99.8 U1 Turbine/Generator Full Power
11/24/04 0300 1148 99.9 U1 Turbine/Generator Full Power
11/24/04 0400 1148 100 U1 Turbine/Generator Full Power
11/24/04 0500 1148 99.9 U1 Turbine/Generator Full Power
11/24/04 0600 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 0700 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 0800 1150 99.9 U1 Turbine/Generator Full Power



11/24/04 0900 1151 99.9 U1 Turbine/Generator Full Power
11/24/04 1000 1150 99.9 U1 Turbine/Generator Full Power
11/24/04 1100 1149 99.8 U1 Turbine/Generator Full Power
11/24/04 1200 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 1300 1149 100 U1 Turbine/Generator Full Power
11/24/04 1400 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 1500 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 1600 1149 99.8 U1 Turbine/Generator Full Power
11/24/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/24/04 1800 1150 100 U1 Turbine/Generator Full Power
11/24/04 1900 1150 100 U1 Turbine/Generator Full Power
11/24/04 2000 1150 100 U1 Turbine/Generator Full Power
11/24/04 2100 1150 99.9 U1 Turbine/Generator Full Power
11/24/04 2200 1150 99.9 U1 Turbine/Generator Full Power
11/24/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/24/04 2400 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 0100 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 0200 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 0300 1150 100 U1 Turbine/Generator Full Power
11/25/04 0400 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 0500 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 0600 1150 100 U1 Turbine/Generator Full Power
11/25/04 0700 1150 100 U1 Turbine/Generator Full Power
11/25/04 0800 1150 100 U1 Turbine/Generator Full Power
11/25/04 0900 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 1000 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 1100 1150 99.8 U1 Turbine/Generator Full Power
11/25/04 1200 1149 99.9 U1 Turbine/Generator Full Power
11/25/04 1300 1149 99.8 U1 Turbine/Generator Full Power
11/25/04 1400 1148 99.9 U1 Turbine/Generator Full Power
11/25/04 1500 1148 100 U1 Turbine/Generator Full Power
11/25/04 1600 1148 100 U1 Turbine/Generator Full Power
11/25/04 1700 1148 99.9 U1 Turbine/Generator Full Power
11/25/04 1800 1149 100 U1 Turbine/Generator Full Power
11/25/04 1900 1149 100 U1 Turbine/Generator Full Power
11/25/04 2000 1150 99.9 U1 Turbine/Generator Full Power
11/25/04 2100 1150 100 U1 Turbine/Generator Full Power
11/25/04 2200 1151 100 U1 Turbine/Generator Full Power
11/25/04 2300 1151 100 U1 Turbine/Generator Full Power
11/25/04 2400 1151 99.9 U1 Turbine/Generator Full Power
11/26/04 0100 1150 99.9 U1 Turbine/Generator Full Power
11/26/04 0200 1150 100 U1 Turbine/Generator Full Power
11/26/04 0300 1150 100 U1 Turbine/Generator Full Power
11/26/04 0400 1151 99.9 U1 Turbine/Generator Full Power
11/26/04 0500 1151 100 U1 Turbine/Generator Full Power
11/26/04 0600 1151 99.9 U1 Turbine/Generator Full Power
11/26/04 0700 1152 100 U1 Turbine/Generator Full Power
11/26/04 0800 1151 100 U1 Turbine/Generator Full Power
11/26/04 0900 1151 99.9 U1 Turbine/Generator Full Power
11/26/04 1000 1150 99.9 U1 Turbine/Generator Full Power
11/26/04 1100 1151 100 U1 Turbine/Generator Full Power
11/26/04 1200 1151 99.9 U1 Turbine/Generator Full Power
11/26/04 1300 1149 99.9 U1 Turbine/Generator Full Power
11/26/04 1400 1150 100 U1 Turbine/Generator Full Power
11/26/04 1500 1151 99.9 U1 Turbine/Generator Full Power



11/26/04 1600 1149 99.9 U1 Turbine/Generator Full Power
11/26/04 1700 1149 99.9 U1 Turbine/Generator Full Power
11/26/04 1800 1150 99.9 U1 Turbine/Generator Full Power
11/26/04 1900 1150 99.9 U1 Turbine/Generator Full Power
11/26/04 2000 1150 99.9 U1 Turbine/Generator Full Power
11/26/04 2100 1150 100 U1 Turbine/Generator Full Power
11/26/04 2200 1150 100 U1 Turbine/Generator Full Power
11/26/04 2300 1149 100 U1 Turbine/Generator Full Power
11/26/04 2400 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 0100 1149 100 U1 Turbine/Generator Full Power
11/27/04 0200 1149 100 U1 Turbine/Generator Full Power
11/27/04 0300 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 0400 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 0500 1150 100 U1 Turbine/Generator Full Power
11/27/04 0600 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 0700 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 0800 1149 99.9 U1 Turbine/Generator Full Power
11/27/04 0900 1150 100 U1 Turbine/Generator Full Power
11/27/04 1000 1150 100 U1 Turbine/Generator Full Power
11/27/04 1100 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 1200 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 1300 1150 100 U1 Turbine/Generator Full Power
11/27/04 1400 1149 100 U1 Turbine/Generator Full Power
11/27/04 1500 1149 99.9 U1 Turbine/Generator Full Power
11/27/04 1600 1149 100 U1 Turbine/Generator Full Power
11/27/04 1700 1148 99.9 U1 Turbine/Generator Full Power
11/27/04 1800 1149 99.9 U1 Turbine/Generator Full Power
11/27/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/27/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/27/04 2100 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 2200 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/27/04 2400 1150 99.9 U1 Turbine/Generator Full Power
11/28/04 0100 1151 100 U1 Turbine/Generator Full Power
11/28/04 0200 1151 99.9 U1 Turbine/Generator Full Power
11/28/04 0300 1151 99.9 U1 Turbine/Generator Full Power
11/28/04 0400 1151 100 U1 Turbine/Generator Full Power
11/28/04 0500 1151 99.9 U1 Turbine/Generator Full Power
11/28/04 0600 1151 100 U1 Turbine/Generator Full Power
11/28/04 0700 1151 99.9 U1 Turbine/Generator Full Power
11/28/04 0800 1150 100 U1 Turbine/Generator Full Power
11/28/04 0900 1150 100 U1 Turbine/Generator Full Power
11/28/04 1000 1149 99.9 U1 Turbine/Generator Full Power
11/28/04 1100 1150 100 U1 Turbine/Generator Full Power
11/28/04 1200 1149 100 U1 Turbine/Generator Full Power
11/28/04 1300 1150 99.9 U1 Turbine/Generator Full Power
11/28/04 1400 1151 99.9 U1 Turbine/Generator Full Power
11/28/04 1500 1150 100 U1 Turbine/Generator Full Power
11/28/04 1600 1151 100 U1 Turbine/Generator Full Power
11/28/04 1700 1149 100 U1 Turbine/Generator Full Power
11/28/04 1800 1149 100 U1 Turbine/Generator Full Power
11/28/04 1900 1150 99.9 U1 Turbine/Generator Full Power
11/28/04 2000 1150 99.9 U1 Turbine/Generator Full Power
11/28/04 2100 1150 100 U1 Turbine/Generator Full Power
11/28/04 2200 1151 100 U1 Turbine/Generator Full Power



11/28/04 2300 1151 100 U1 Turbine/Generator Full Power
11/28/04 2400 1151 100 U1 Turbine/Generator Full Power
11/29/04 0100 1151 100 U1 Turbine/Generator Full Power
11/29/04 0200 1151 99.9 U1 Turbine/Generator Full Power
11/29/04 0300 1151 100 U1 Turbine/Generator Full Power
11/29/04 0400 1151 100 U1 Turbine/Generator Full Power
11/29/04 0500 1151 100 U1 Turbine/Generator Full Power
11/29/04 0600 1151 100 U1 Turbine/Generator Full Power
11/29/04 0700 1151 99.9 U1 Turbine/Generator Full Power
11/29/04 0800 1151 99.9 U1 Turbine/Generator Full Power
11/29/04 0900 1151 100 U1 Turbine/Generator Full Power
11/29/04 1000 1151 100 U1 Turbine/Generator Full Power
11/29/04 1100 1151 100 U1 Turbine/Generator Full Power
11/29/04 1200 1151 100 U1 Turbine/Generator Full Power
11/29/04 1300 1151 100 U1 Turbine/Generator Full Power
11/29/04 1400 1151 100 U1 Turbine/Generator Full Power
11/29/04 1500 1151 100 U1 Turbine/Generator Full Power
11/29/04 1600 1150 99.9 U1 Turbine/Generator Full Power
11/29/04 1700 1150 99.9 U1 Turbine/Generator Full Power
11/29/04 1800 1150 100 U1 Turbine/Generator Full Power
11/29/04 1900 1150 100 U1 Turbine/Generator Full Power
11/29/04 2000 1149 100 U1 Turbine/Generator Full Power
11/29/04 2100 1150 100 U1 Turbine/Generator Full Power
11/29/04 2200 1150 100 U1 Turbine/Generator Full Power
11/29/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/29/04 2400 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 0100 1149 100 U1 Turbine/Generator Full Power
11/30/04 0200 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 0300 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 0400 1150 100 U1 Turbine/Generator Full Power
11/30/04 0500 1150 100 U1 Turbine/Generator Full Power
11/30/04 0600 1150 100 U1 Turbine/Generator Full Power
11/30/04 0700 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 0800 1150 100 U1 Turbine/Generator Full Power
11/30/04 0900 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 1000 1150 100 U1 Turbine/Generator Full Power
11/30/04 1100 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 1200 1150 100 U1 Turbine/Generator Full Power
11/30/04 1300 1151 99.9 U1 Turbine/Generator Full Power
11/30/04 1400 1150 100 U1 Turbine/Generator Full Power
11/30/04 1500 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 1600 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 1700 1150 100 U1 Turbine/Generator Full Power
11/30/04 1800 1150 100 U1 Turbine/Generator Full Power
11/30/04 1900 1149 99.9 U1 Turbine/Generator Full Power
11/30/04 2000 1149 99.9 U1 Turbine/Generator Full Power
11/30/04 2100 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 2200 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 2300 1150 99.9 U1 Turbine/Generator Full Power
11/30/04 2400 1150 99.9 U1 Turbine/Generator Full Power
12/01/04 0100 1150 99.9 U1 Turbine/Generator Full Power
12/01/04 0200 1150 99.9 U1 Turbine/Generator Full Power
12/01/04 0300 1150 99.9 U1 Turbine/Generator Full Power
12/01/04 0400 1150 100 U1 Turbine/Generator Full Power
12/01/04 0500 1150 99.9 U1 Turbine/Generator Full Power



12/01/04 0600 1150 99.9 U1 Turbine/Generator Full Power
12/01/04 0700 1150 99.8 U1 Turbine/Generator Full Power
12/01/04 0800 1150 99.7 U1 Turbine/Generator Full Power
12/01/04 0900 1149 100 U1 Turbine/Generator Full Power
12/01/04 1000 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1100 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1200 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1300 1150 100 U1 Turbine/Generator Full Power
12/01/04 1400 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1500 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1600 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1700 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1800 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 1900 1149 100 U1 Turbine/Generator Full Power
12/01/04 2000 1149 100 U1 Turbine/Generator Full Power
12/01/04 2100 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 2200 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 2300 1149 99.9 U1 Turbine/Generator Full Power
12/01/04 2400 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 0100 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 0200 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 0300 1147 99.9 U1 Turbine/Generator Full Power
12/02/04 0400 1150 99.9 U1 Turbine/Generator Full Power
12/02/04 0500 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 0600 1150 99.9 U1 Turbine/Generator Full Power
12/02/04 0700 1149 99.8 U1 Turbine/Generator Full Power
12/02/04 0800 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 0900 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1000 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1100 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1200 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1300 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1400 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1500 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1600 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 1700 1148 99.8 U1 Turbine/Generator Full Power
12/02/04 1800 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 1900 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 2000 1148 99.8 U1 Turbine/Generator Full Power
12/02/04 2100 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 2200 1148 99.9 U1 Turbine/Generator Full Power
12/02/04 2300 1149 99.9 U1 Turbine/Generator Full Power
12/02/04 2400 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0100 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0200 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0300 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0400 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0500 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0600 1149 99.9 U1 Turbine/Generator Full Power
12/03/04 0700 1149 99.8 U1 Turbine/Generator Full Power
12/03/04 0800 1150 100 U1 Turbine/Generator Full Power
12/03/04 0900 1150 99.9 U1 Turbine/Generator Full Power
12/03/04 1000 1150 99.9 U1 Turbine/Generator Full Power
12/03/04 1100 1150 99.9 U1 Turbine/Generator Full Power
12/03/04 1200 1150 100 U1 Turbine/Generator Full Power



12/03/04 1300 1150 100 U1 Turbine/Generator Full Power
12/03/04 1400 1150 99.9 U1 Turbine/Generator Full Power
12/03/04 1500 1151 99.9 U1 Turbine/Generator Full Power
12/03/04 1600 1151 100 U1 Turbine/Generator Full Power
12/03/04 1700 1151 99.9 U1 Turbine/Generator Full Power
12/03/04 1800 1151 99.9 U1 Turbine/Generator Full Power
12/03/04 1900 1151 100 U1 Turbine/Generator Full Power
12/03/04 2000 1151 100 U1 Turbine/Generator Full Power
12/03/04 2100 1151 100 U1 Turbine/Generator Full Power
12/03/04 2200 1151 100 U1 Turbine/Generator Full Power
12/03/04 2300 1150 100 U1 Turbine/Generator Full Power
12/03/04 2400 1151 100 U1 Turbine/Generator Full Power
12/04/04 0100 1151 99.9 U1 Turbine/Generator Full Power
12/04/04 0200 1151 99.9 U1 Turbine/Generator Full Power
12/04/04 0300 1151 100 U1 Turbine/Generator Full Power
12/04/04 0400 1151 100 U1 Turbine/Generator Full Power
12/04/04 0500 1151 100 U1 Turbine/Generator Full Power
12/04/04 0600 1151 99.9 U1 Turbine/Generator Full Power
12/04/04 0700 1151 100 U1 Turbine/Generator Full Power
12/04/04 0800 1151 99.9 U1 Turbine/Generator Full Power
12/04/04 0900 1150 100 U1 Turbine/Generator Full Power
12/04/04 1000 1150 100 U1 Turbine/Generator Full Power
12/04/04 1100 1150 100 U1 Turbine/Generator Full Power
12/04/04 1200 1150 100 U1 Turbine/Generator Full Power
12/04/04 1300 1150 100 U1 Turbine/Generator Full Power
12/04/04 1400 1150 100 U1 Turbine/Generator Full Power
12/04/04 1500 1150 99.9 U1 Turbine/Generator Full Power
12/04/04 1600 1151 99.9 U1 Turbine/Generator Full Power
12/04/04 1700 1151 100 U1 Turbine/Generator Full Power
12/04/04 1800 1151 100 U1 Turbine/Generator Full Power
12/04/04 1900 1151 100 U1 Turbine/Generator Full Power
12/04/04 2000 1150 100 U1 Turbine/Generator Full Power
12/04/04 2100 1151 100 U1 Turbine/Generator Full Power
12/04/04 2200 1150 100 U1 Turbine/Generator Full Power
12/04/04 2300 1150 100 U1 Turbine/Generator Full Power
12/04/04 2400 1151 100 U1 Turbine/Generator Full Power
12/05/04 0100 1151 100 U1 Turbine/Generator Full Power
12/05/04 0200 1151 100 U1 Turbine/Generator Full Power
12/05/04 0300 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 0400 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 0500 1150 100 U1 Turbine/Generator Full Power
12/05/04 0600 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 0700 1151 100 U1 Turbine/Generator Full Power
12/05/04 0800 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 0900 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 1000 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 1100 1151 99.9 U1 Turbine/Generator Full Power
12/05/04 1200 1151 100 U1 Turbine/Generator Full Power
12/05/04 1300 1151 100 U1 Turbine/Generator Full Power
12/05/04 1400 1151 100 U1 Turbine/Generator Full Power
12/05/04 1500 1150 99.9 U1 Turbine/Generator Full Power
12/05/04 1600 1150 100 U1 Turbine/Generator Full Power
12/05/04 1700 1150 100 U1 Turbine/Generator Full Power
12/05/04 1800 1151 100 U1 Turbine/Generator Full Power
12/05/04 1900 1151 100 U1 Turbine/Generator Full Power



12/05/04 2000 1150 99.9 U1 Turbine/Generator Full Power
12/05/04 2100 1151 100 U1 Turbine/Generator Full Power
12/05/04 2200 1151 100 U1 Turbine/Generator Full Power
12/05/04 2300 1150 99.9 U1 Turbine/Generator Full Power
12/05/04 2400 1149 99.9 U1 Turbine/Generator Full Power
12/06/04 0100 1150 99.9 U1 Turbine/Generator Full Power
12/06/04 0200 1150 99.9 U1 Turbine/Generator Full Power
12/06/04 0300 1150 99.9 U1 Turbine/Generator Full Power
12/06/04 0400 1150 100 U1 Turbine/Generator Full Power
12/06/04 0500 1150 100 U1 Turbine/Generator Full Power
12/06/04 0600 1150 100 U1 Turbine/Generator Full Power
12/06/04 0700 1149 100 U1 Turbine/Generator Full Power
12/06/04 0800 1149 99.9 U1 Turbine/Generator Full Power
12/06/04 0900 1150 100 U1 Turbine/Generator Full Power
12/06/04 1000 1150 100 U1 Turbine/Generator Full Power
12/06/04 1100 1150 100 U1 Turbine/Generator Full Power
12/06/04 1200 1150 100 U1 Turbine/Generator Full Power
12/06/04 1300 1150 100 U1 Turbine/Generator Full Power
12/06/04 1400 1150 100 U1 Turbine/Generator Full Power
12/06/04 1500 1149 100 U1 Turbine/Generator Full Power
12/06/04 1600 1149 100 U1 Turbine/Generator Full Power
12/06/04 1700 1149 99.9 U1 Turbine/Generator Full Power
12/06/04 1800 1149 99.9 U1 Turbine/Generator Full Power
12/06/04 1900 1149 100 U1 Turbine/Generator Full Power
12/06/04 2000 1150 99.9 U1 Turbine/Generator Full Power
12/06/04 2100 1149 99.9 U1 Turbine/Generator Full Power
12/06/04 2200 1150 99.9 U1 Turbine/Generator Full Power
12/06/04 2300 1146 99.9 U1 Turbine/Generator Full Power
12/06/04 2400 1149 99.9 U1 Turbine/Generator Full Power
12/07/04 0100 1149 99.8 U1 Turbine/Generator Full Power
12/07/04 0200 1149 99.7 U1 Turbine/Generator Full Power
12/07/04 0300 1149 99.8 U1 Turbine/Generator Full Power
12/07/04 0400 1149 99.8 U1 Turbine/Generator Full Power
12/07/04 0500 1149 99.8 U1 Turbine/Generator Full Power
12/07/04 0600 1150 99.9 U1 Turbine/Generator Full Power
12/07/04 0700 1149 99.8 U1 Turbine/Generator Full Power
12/07/04 0800 1148 100 U1 Turbine/Generator Full Power
12/07/04 0900 1149 100 U1 Turbine/Generator Full Power
12/07/04 1000 1149 99.9 U1 Turbine/Generator Full Power
12/07/04 1100 1149 100 U1 Turbine/Generator Full Power
12/07/04 1200 1149 100 U1 Turbine/Generator Full Power
12/07/04 1300 1149 100 U1 Turbine/Generator Full Power
12/07/04 1400 1149 99.9 U1 Turbine/Generator Full Power
12/07/04 1500 1149 99.9 U1 Turbine/Generator Full Power
12/07/04 1600 1149 100 U1 Turbine/Generator Full Power
12/07/04 1700 1149 99.9 U1 Turbine/Generator Full Power
12/07/04 1800 1149 100 U1 Turbine/Generator Full Power
12/07/04 1900 1150 100 U1 Turbine/Generator Full Power
12/07/04 2000 1150 100 U1 Turbine/Generator Full Power
12/07/04 2100 1150 99.9 U1 Turbine/Generator Full Power
12/07/04 2200 1150 99.9 U1 Turbine/Generator Full Power
12/07/04 2300 1149 100 U1 Turbine/Generator Full Power
12/07/04 2400 1149 100 U1 Turbine/Generator Full Power
12/08/04 0100 1150 100 U1 Turbine/Generator Full Power
12/08/04 0200 1149 100 U1 Turbine/Generator Full Power



12/08/04 0300 1149 100 U1 Turbine/Generator Full Power
12/08/04 0400 1149 100 U1 Turbine/Generator Full Power
12/08/04 0500 1149 99.9 U1 Turbine/Generator Full Power
12/08/04 0600 1149 100 U1 Turbine/Generator Full Power
12/08/04 0700 1151 100 U1 Turbine/Generator Full Power
12/08/04 0800 1149 100 U1 Turbine/Generator Full Power
12/08/04 0900 1149 99.9 U1 Turbine/Generator Full Power
12/08/04 1000 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1100 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1200 1148 100 U1 Turbine/Generator Full Power
12/08/04 1300 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1400 1148 100 U1 Turbine/Generator Full Power
12/08/04 1500 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1600 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1700 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1800 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 1900 1148 99.9 U1 Turbine/Generator Full Power
12/08/04 2000 1148 100 U1 Turbine/Generator Full Power
12/08/04 2100 1148 100 U1 Turbine/Generator Full Power
12/08/04 2200 1148 100 U1 Turbine/Generator Full Power
12/08/04 2300 1148 100 U1 Turbine/Generator Full Power
12/08/04 2400 1145 100 U1 Turbine/Generator Full Power
12/09/04 0100 1146 100 U1 Turbine/Generator Full Power
12/09/04 0200 1146 100 U1 Turbine/Generator Full Power
12/09/04 0300 1145 100 U1 Turbine/Generator Full Power
12/09/04 0400 1146 100 U1 Turbine/Generator Full Power
12/09/04 0500 1145 100 U1 Turbine/Generator Full Power
12/09/04 0600 1145 100 U1 Turbine/Generator Full Power
12/09/04 0700 1144 100 U1 Turbine/Generator Full Power
12/09/04 0800 1145 99.9 U1 Turbine/Generator Full Power
12/09/04 0900 1144 100 U1 Turbine/Generator Full Power
12/09/04 1000 1144 100 U1 Turbine/Generator Full Power
12/09/04 1100 1143 100 U1 Turbine/Generator Full Power
12/09/04 1200 1143 99.9 U1 Turbine/Generator Full Power
12/09/04 1300 1143 100 U1 Turbine/Generator Full Power
12/09/04 1400 1143 100 U1 Turbine/Generator Full Power
12/09/04 1500 1143 100 U1 Turbine/Generator Full Power
12/09/04 1600 1143 100 U1 Turbine/Generator Full Power
12/09/04 1700 1143 100 U1 Turbine/Generator Full Power
12/09/04 1800 1143 99.9 U1 Turbine/Generator Full Power
12/09/04 1900 1143 100 U1 Turbine/Generator Full Power
12/09/04 2000 1143 100 U1 Turbine/Generator Full Power
12/09/04 2100 1144 100 U1 Turbine/Generator Full Power
12/09/04 2200 1142 99.9 U1 Turbine/Generator Full Power
12/09/04 2300 1143 100 U1 Turbine/Generator Full Power
12/09/04 2400 1142 100 U1 Turbine/Generator Full Power
12/10/04 0100 1143 100 U1 Turbine/Generator Full Power
12/10/04 0200 1143 100 U1 Turbine/Generator Full Power
12/10/04 0300 1142 100 U1 Turbine/Generator Full Power
12/10/04 0400 1143 100 U1 Turbine/Generator Full Power
12/10/04 0500 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 0600 1144 100 U1 Turbine/Generator Full Power
12/10/04 0700 1144 100 U1 Turbine/Generator Full Power
12/10/04 0800 1143 100 U1 Turbine/Generator Full Power
12/10/04 0900 1143 99.9 U1 Turbine/Generator Full Power



12/10/04 1000 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1100 1143 100 U1 Turbine/Generator Full Power
12/10/04 1200 1143 100 U1 Turbine/Generator Full Power
12/10/04 1300 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1400 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1500 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1600 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1700 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 1800 1144 100 U1 Turbine/Generator Full Power
12/10/04 1900 1145 100 U1 Turbine/Generator Full Power
12/10/04 2000 1145 100 U1 Turbine/Generator Full Power
12/10/04 2100 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 2200 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 2300 1143 99.9 U1 Turbine/Generator Full Power
12/10/04 2400 1144 100 U1 Turbine/Generator Full Power
12/11/04 0100 1142 99.9 U1 Turbine/Generator Full Power
12/11/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 0300 1143 99.9 U1 Turbine/Generator Full Power
12/11/04 0400 1145 100 U1 Turbine/Generator Full Power
12/11/04 0500 1144 100 U1 Turbine/Generator Full Power
12/11/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 0700 1145 99.9 U1 Turbine/Generator Full Power
12/11/04 0800 1144 100 U1 Turbine/Generator Full Power
12/11/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/11/04 1000 1144 100 U1 Turbine/Generator Full Power
12/11/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 1200 1144 100 U1 Turbine/Generator Full Power
12/11/04 1300 1144 100 U1 Turbine/Generator Full Power
12/11/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 1500 1144 100 U1 Turbine/Generator Full Power
12/11/04 1600 1145 100 U1 Turbine/Generator Full Power
12/11/04 1700 1144 100 U1 Turbine/Generator Full Power
12/11/04 1800 1144 100 U1 Turbine/Generator Full Power
12/11/04 1900 1144 100 U1 Turbine/Generator Full Power
12/11/04 2000 1143 100 U1 Turbine/Generator Full Power
12/11/04 2100 1145 99.9 U1 Turbine/Generator Full Power
12/11/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/11/04 2400 1144 100 U1 Turbine/Generator Full Power
12/12/04 0100 1143 100 U1 Turbine/Generator Full Power
12/12/04 0200 1143 100 U1 Turbine/Generator Full Power
12/12/04 0300 1143 99.9 U1 Turbine/Generator Full Power
12/12/04 0400 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/12/04 0600 1143 100 U1 Turbine/Generator Full Power
12/12/04 0700 1146 99.9 U1 Turbine/Generator Full Power
12/12/04 0800 1144 100 U1 Turbine/Generator Full Power
12/12/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1000 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1100 1146 99.9 U1 Turbine/Generator Full Power
12/12/04 1200 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1300 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1400 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1500 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1600 1145 99.9 U1 Turbine/Generator Full Power



12/12/04 1700 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1800 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 1900 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 2000 1145 99.9 U1 Turbine/Generator Full Power
12/12/04 2100 1143 100 U1 Turbine/Generator Full Power
12/12/04 2200 1147 100 U1 Turbine/Generator Full Power
12/12/04 2300 1145 100.9 U1 Turbine/Generator Full Power
12/12/04 2400 1144 100 U1 Turbine/Generator Full Power
12/13/04 0100 1145 100 U1 Turbine/Generator Full Power
12/13/04 0200 1144 100 U1 Turbine/Generator Full Power
12/13/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 0400 1145 99.9 U1 Turbine/Generator Full Power
12/13/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 0600 1146 100 U1 Turbine/Generator Full Power
12/13/04 0700 1144 100 U1 Turbine/Generator Full Power
12/13/04 0800 1145 100 U1 Turbine/Generator Full Power
12/13/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/13/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 1100 1145 99.9 U1 Turbine/Generator Full Power
12/13/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 1300 1145 100 U1 Turbine/Generator Full Power
12/13/04 1400 1145 100 U1 Turbine/Generator Full Power
12/13/04 1500 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 1600 1144 100 U1 Turbine/Generator Full Power
12/13/04 1700 1143 100 U1 Turbine/Generator Full Power
12/13/04 1800 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 1900 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 2000 1145 99.9 U1 Turbine/Generator Full Power
12/13/04 2100 1145 99.9 U1 Turbine/Generator Full Power
12/13/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/13/04 2300 1146 99.9 U1 Turbine/Generator Full Power
12/13/04 2400 1144 100 U1 Turbine/Generator Full Power
12/14/04 0100 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 0200 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 0300 1144 100 U1 Turbine/Generator Full Power
12/14/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/14/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/14/04 0600 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 0700 1146 100 U1 Turbine/Generator Full Power
12/14/04 0800 1145 100 U1 Turbine/Generator Full Power
12/14/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 1000 1145 100 U1 Turbine/Generator Full Power
12/14/04 1100 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 1200 1145 99.9 U1 Turbine/Generator Full Power
12/14/04 1300 1145 100 U1 Turbine/Generator Full Power
12/14/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/14/04 1500 1144 100 U1 Turbine/Generator Full Power
12/14/04 1600 1144 100 U1 Turbine/Generator Full Power
12/14/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/14/04 1800 1144 99.9 U1 Turbine/Generator Full Power
12/14/04 1900 1145 100 U1 Turbine/Generator Full Power
12/14/04 2000 1144 100 U1 Turbine/Generator Full Power
12/14/04 2100 1144 100 U1 Turbine/Generator Full Power
12/14/04 2200 1144 100 U1 Turbine/Generator Full Power
12/14/04 2300 1144 99.9 U1 Turbine/Generator Full Power



12/14/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 0100 1144 100 U1 Turbine/Generator Full Power
12/15/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 0500 1143 100 U1 Turbine/Generator Full Power
12/15/04 0600 1143 99.8 U1 Turbine/Generator Full Power
12/15/04 0700 1143 99.8 U1 Turbine/Generator Full Power
12/15/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 1000 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1100 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1200 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1300 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1400 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1500 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 1600 1143 99.8 U1 Turbine/Generator Full Power
12/15/04 1700 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 1800 1143 100 U1 Turbine/Generator Full Power
12/15/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/15/04 2000 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 2200 1144 100 U1 Turbine/Generator Full Power
12/15/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/15/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0600 1143 99.9 U1 Turbine/Generator Full Power
12/16/04 0700 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 0800 1143 100 U1 Turbine/Generator Full Power
12/16/04 0900 1143 99.9 U1 Turbine/Generator Full Power
12/16/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1500 1143 100 U1 Turbine/Generator Full Power
12/16/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 1800 1143 100 U1 Turbine/Generator Full Power
12/16/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/16/04 2000 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 2100 1144 100 U1 Turbine/Generator Full Power
12/16/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/16/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 0200 1145 99.9 U1 Turbine/Generator Full Power
12/17/04 0300 1145 99.9 U1 Turbine/Generator Full Power
12/17/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 0600 1144 99.9 U1 Turbine/Generator Full Power



12/17/04 0700 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 0800 1144 100 U1 Turbine/Generator Full Power
12/17/04 0900 1144 100 U1 Turbine/Generator Full Power
12/17/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1100 1144 100 U1 Turbine/Generator Full Power
12/17/04 1200 1144 100 U1 Turbine/Generator Full Power
12/17/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1500 1144 100 U1 Turbine/Generator Full Power
12/17/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1800 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 1900 1144 100 U1 Turbine/Generator Full Power
12/17/04 2000 1144 100 U1 Turbine/Generator Full Power
12/17/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 2200 1143 99.9 U1 Turbine/Generator Full Power
12/17/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/17/04 2400 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0300 1144 100 U1 Turbine/Generator Full Power
12/18/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0700 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 1000 1145 100 U1 Turbine/Generator Full Power
12/18/04 1100 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 1200 1144 100 U1 Turbine/Generator Full Power
12/18/04 1300 1145 100 U1 Turbine/Generator Full Power
12/18/04 1400 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 1500 1144 100 U1 Turbine/Generator Full Power
12/18/04 1600 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 1700 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 1800 1144 100 U1 Turbine/Generator Full Power
12/18/04 1900 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 2000 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 2100 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 2200 1145 99.9 U1 Turbine/Generator Full Power
12/18/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/18/04 2400 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 0100 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 0400 1145 100 U1 Turbine/Generator Full Power
12/19/04 0500 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 0600 1144 100 U1 Turbine/Generator Full Power
12/19/04 0700 1146 99.9 U1 Turbine/Generator Full Power
12/19/04 0800 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 1000 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 1100 1144 100 U1 Turbine/Generator Full Power
12/19/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 1300 1145 100 U1 Turbine/Generator Full Power



12/19/04 1400 1145 100 U1 Turbine/Generator Full Power
12/19/04 1500 1145 100 U1 Turbine/Generator Full Power
12/19/04 1600 1144 100 U1 Turbine/Generator Full Power
12/19/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 1800 1145 99.9 U1 Turbine/Generator Full Power
12/19/04 1900 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 2000 1143 99.9 U1 Turbine/Generator Full Power
12/19/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/19/04 2400 1144 99.8 U1 Turbine/Generator Full Power
12/20/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/20/04 0200 1143 99.8 02:00 Started ramp-down to 84% for STP M-21C and Path 15 Maint.
12/20/04 0300 1060 91.7 U1 Ramp-down.
12/20/04 0400 974 85.1 04:06 Ramp-down complete at 84%.
12/20/04 0500 958 83.3 U1 Holding @ 84% for equipment testing.
12/20/04 0600 958 83.4 U1 Holding @ 84% for equipment testing.
12/20/04 0700 956 83.5 U1 Holding @ 84% for equipment testing.
12/20/04 0800 956 83.3 U1 Holding @ 84% for equipment testing.
12/20/04 0900 957 83.2 U1 Holding @ 84% for equipment testing.
12/20/04 1000 956 84.3 U1 Holding @ 84% for equipment testing.
12/20/04 1100 955 84 U1 Holding @ 84% for equipment testing.
12/20/04 1200 958 85 U1 Holding @ 84% for equipment testing.
12/20/04 1300 955 83.2 U1 Holding @ 84% for equipment testing.
12/20/04 1400 954 83 U1 Holding @ 84% for equipment testing.
12/20/04 1500 955 83.4 U1 Holding @ 84% for equipment testing.
12/20/04 1600 956 83.4 U1 Holding @ 84% for equipment testing.
12/20/04 1700 956 83.5 U1 Holding @ 84% for equipment testing.
12/20/04 1800 957 83.6 U1 Holding @ 84% for equipment testing.
12/20/04 1900 957 83.6 U1 Holding @ 84% for equipment testing.
12/20/04 2000 957 83.3 U1 Holding @ 84% for equipment testing.
12/20/04 2100 957 83.4 U1 Holding @ 84% for equipment testing.
12/20/04 2200 957 83.5 U1 Holding @ 84% for equipment testing.
12/20/04 2300 958 83.3 U1 Holding @ 84% for equipment testing.
12/20/04 2400 956 83.4 U1 Holding @ 84% for equipment testing.
12/21/04 0100 958 83.4 01:31 Started ramp-up to full power.
12/21/04 0200 1009 87.3 U1 Ramp-up to full-power
12/21/04 0300 1101 95.8 U1 Ramp-up to full-power
12/21/04 0400 1101 95.7 U1 Ramp-up to full-power
12/21/04 0500 1101 95.7 U1 Ramp-up to full-power
12/21/04 0600 1102 95.8 U1 Ramp-up to full-power
12/21/04 0700 1102 95.8 U1 Ramp-up to full-power
12/21/04 0800 1101 95.6 U1 Ramp-up to full-power
12/21/04 0900 1098 95.5 U1 Ramp-up to full-power
12/21/04 1000 1097 95.5 U1 Ramp-up to full-power
12/21/04 1100 1130 98.9 11:43 U1 back at Full Power
12/21/04 1200 1143 99.8 U1 Turbine/Generator Full Power
12/21/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/21/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/21/04 1500 1143 99.8 U1 Turbine/Generator Full Power
12/21/04 1600 1143 99.7 U1 Turbine/Generator Full Power
12/21/04 1700 1143 99.6 U1 Turbine/Generator Full Power
12/21/04 1800 1143 99.6 U1 Turbine/Generator Full Power
12/21/04 1900 1143 99.6 U1 Turbine/Generator Full Power
12/21/04 2000 1143 99.6 U1 Turbine/Generator Full Power



12/21/04 2100 1143 99.6 U1 Turbine/Generator Full Power
12/21/04 2200 1143 99.7 U1 Turbine/Generator Full Power
12/21/04 2300 1142 99.6 U1 Turbine/Generator Full Power
12/21/04 2400 1140 99.5 U1 Turbine/Generator Full Power
12/22/04 0100 1140 99.4 U1 Turbine/Generator Full Power
12/22/04 0200 1143 99.8 U1 Turbine/Generator Full Power
12/22/04 0300 1143 99.7 U1 Turbine/Generator Full Power
12/22/04 0400 1146 99.6 U1 Turbine/Generator Full Power
12/22/04 0500 1146 99.7 U1 Turbine/Generator Full Power
12/22/04 0600 1146 99.7 U1 Turbine/Generator Full Power
12/22/04 0700 1144 99.7 U1 Turbine/Generator Full Power
12/22/04 0800 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 0900 1144 99.7 U1 Turbine/Generator Full Power
12/22/04 1000 1144 99.7 U1 Turbine/Generator Full Power
12/22/04 1100 1144 99.7 U1 Turbine/Generator Full Power
12/22/04 1200 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 1300 1144 99.7 U1 Turbine/Generator Full Power
12/22/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/22/04 1500 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 1600 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 1700 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 1800 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 1900 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 2000 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 2100 1144 99.8 U1 Turbine/Generator Full Power
12/22/04 2200 1142 99.7 U1 Turbine/Generator Full Power
12/22/04 2300 1143 99.8 U1 Turbine/Generator Full Power
12/22/04 2400 1146 99.8 U1 Turbine/Generator Full Power
12/23/04 0100 1146 99.9 U1 Turbine/Generator Full Power
12/23/04 0200 1146 99.9 U1 Turbine/Generator Full Power
12/23/04 0300 1145 99.8 U1 Turbine/Generator Full Power
12/23/04 0400 1145 99.9 U1 Turbine/Generator Full Power
12/23/04 0500 1145 99.8 U1 Turbine/Generator Full Power
12/23/04 0600 1145 99.8 U1 Turbine/Generator Full Power
12/23/04 0700 1146 99.9 U1 Turbine/Generator Full Power
12/23/04 0800 1146 99.9 U1 Turbine/Generator Full Power
12/23/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/23/04 1000 1145 99.8 U1 Turbine/Generator Full Power
12/23/04 1100 1145 99.8 U1 Turbine/Generator Full Power
12/23/04 1200 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1300 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1400 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1500 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/23/04 1700 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1800 1143 99.8 U1 Turbine/Generator Full Power
12/23/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/23/04 2000 1143 99.9 U1 Turbine/Generator Full Power
12/23/04 2100 1143 99.9 U1 Turbine/Generator Full Power
12/23/04 2200 1144 99.8 U1 Turbine/Generator Full Power
12/23/04 2300 1144 99.8 U1 Turbine/Generator Full Power
12/23/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0300 1144 99.9 U1 Turbine/Generator Full Power



12/24/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0700 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 0800 1145 99.9 U1 Turbine/Generator Full Power
12/24/04 0900 1145 99.9 U1 Turbine/Generator Full Power
12/24/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1300 1144 100 U1 Turbine/Generator Full Power
12/24/04 1400 1144 100 U1 Turbine/Generator Full Power
12/24/04 1500 1145 99.9 U1 Turbine/Generator Full Power
12/24/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1800 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 1900 1144 100 U1 Turbine/Generator Full Power
12/24/04 2000 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 2200 1144 100 U1 Turbine/Generator Full Power
12/24/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/24/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0100 1144 100 U1 Turbine/Generator Full Power
12/25/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0700 1144 99.8 U1 Turbine/Generator Full Power
12/25/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 1000 1145 99.9 U1 Turbine/Generator Full Power
12/25/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 1400 1143 99.9 U1 Turbine/Generator Full Power
12/25/04 1500 1143 99.9 U1 Turbine/Generator Full Power
12/25/04 1600 1143 99.9 U1 Turbine/Generator Full Power
12/25/04 1700 1143 99.9 U1 Turbine/Generator Full Power
12/25/04 1800 1144 100 U1 Turbine/Generator Full Power
12/25/04 1900 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 2000 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/25/04 2400 1144 100 U1 Turbine/Generator Full Power
12/26/04 0100 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0400 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0700 1144 100 U1 Turbine/Generator Full Power
12/26/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 1000 1144 99.9 U1 Turbine/Generator Full Power



12/26/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 1200 1145 99.9 U1 Turbine/Generator Full Power
12/26/04 1300 1145 99.9 U1 Turbine/Generator Full Power
12/26/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 1500 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 1600 1143 99.9 U1 Turbine/Generator Full Power
12/26/04 1700 1143 99.9 U1 Turbine/Generator Full Power
12/26/04 1800 1143 99.9 U1 Turbine/Generator Full Power
12/26/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/26/04 2000 1143 100 U1 Turbine/Generator Full Power
12/26/04 2100 1143 99.9 U1 Turbine/Generator Full Power
12/26/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/26/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0100 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 0200 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0300 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0400 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0700 1145 99.9 U1 Turbine/Generator Full Power
12/27/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 1000 1145 99.9 U1 Turbine/Generator Full Power
12/27/04 1100 1145 99.9 U1 Turbine/Generator Full Power
12/27/04 1200 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/27/04 1500 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 1600 1142 99.9 U1 Turbine/Generator Full Power
12/27/04 1700 1142 99.9 U1 Turbine/Generator Full Power
12/27/04 1800 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 1900 1142 99.9 U1 Turbine/Generator Full Power
12/27/04 2000 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 2100 1143 99.8 U1 Turbine/Generator Full Power
12/27/04 2200 1142 99.9 U1 Turbine/Generator Full Power
12/27/04 2300 1143 99.9 U1 Turbine/Generator Full Power
12/27/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 0100 1144 99.8 U1 Turbine/Generator Full Power
12/28/04 0200 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 0300 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 0400 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 0600 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 0700 1144 99.8 U1 Turbine/Generator Full Power
12/28/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 1000 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 1100 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 1300 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 1500 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 1700 1144 99.9 U1 Turbine/Generator Full Power



12/28/04 1800 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/28/04 2000 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 2100 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 2200 1144 99.9 U1 Turbine/Generator Full Power
12/28/04 2300 1144 99.8 U1 Turbine/Generator Full Power
12/28/04 2400 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 0100 1144 99.8 U1 Turbine/Generator Full Power
12/29/04 0200 1144 99.8 U1 Turbine/Generator Full Power
12/29/04 0300 1144 99.8 U1 Turbine/Generator Full Power
12/29/04 0400 1144 99.8 U1 Turbine/Generator Full Power
12/29/04 0500 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 0600 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 0700 1143 99.9 U1 Turbine/Generator Full Power
12/29/04 0800 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 0900 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1100 1145 99.9 U1 Turbine/Generator Full Power
12/29/04 1200 1144 100 U1 Turbine/Generator Full Power
12/29/04 1300 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1400 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1500 1143 99.9 U1 Turbine/Generator Full Power
12/29/04 1600 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1700 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 1800 1143 99.9 U1 Turbine/Generator Full Power
12/29/04 1900 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 2000 1144 99.8 U1 Turbine/Generator Full Power
12/29/04 2100 1143 99.9 U1 Turbine/Generator Full Power
12/29/04 2200 1143 99.8 U1 Turbine/Generator Full Power
12/29/04 2300 1144 99.9 U1 Turbine/Generator Full Power
12/29/04 2400 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 0100 1145 99.8 U1 Turbine/Generator Full Power
12/30/04 0200 1145 99.9 U1 Turbine/Generator Full Power
12/30/04 0300 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 0400 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 0500 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 0600 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 0700 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 0800 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 0900 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 1000 1144 99.9 U1 Turbine/Generator Full Power
12/30/04 1100 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 1200 1144 99.9 U1 Turbine/Generator Full Power
12/30/04 1300 1145 99.9 U1 Turbine/Generator Full Power
12/30/04 1400 1145 99.9 U1 Turbine/Generator Full Power
12/30/04 1500 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 1600 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 1700 1143 100 U1 Turbine/Generator Full Power
12/30/04 1800 1143 100 U1 Turbine/Generator Full Power
12/30/04 1900 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 2000 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 2100 1143 99.9 U1 Turbine/Generator Full Power
12/30/04 2200 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 2300 1143 99.8 U1 Turbine/Generator Full Power
12/30/04 2400 1143 99.9 U1 Turbine/Generator Full Power



12/31/04 0100 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0200 1143 99.8 U1 Turbine/Generator Full Power
12/31/04 0300 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0400 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0500 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0600 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0700 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0800 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 0900 1143 99.9 U1 Turbine/Generator Full Power
12/31/04 1000 1142 99.9 U1 Turbine/Generator Full Power
12/31/04 1100 1142 99.9 U1 Turbine/Generator Full Power
12/31/04 1200 1141 100 U1 Turbine/Generator Full Power
12/31/04 1300 1141 99.8 U1 Turbine/Generator Full Power
12/31/04 1400 1141 99.8 U1 Turbine/Generator Full Power
12/31/04 1500 1141 99.9 U1 Turbine/Generator Full Power
12/31/04 1600 1141 99.9 U1 Turbine/Generator Full Power
12/31/04 1700 1141 100 U1 Turbine/Generator Full Power
12/31/04 1800 1142 99.8 U1 Turbine/Generator Full Power
12/31/04 1900 1142 99.9 U1 Turbine/Generator Full Power
12/31/04 2000 1141 99.9 U1 Turbine/Generator Full Power
12/31/04 2100 1141 99.9 U1 Turbine/Generator Full Power
12/31/04 2200 1142 99.9 U1 Turbine/Generator Full Power
12/31/04 2300 1142 99.9 U1 Turbine/Generator Full Power
12/31/04 2400 1142 99.8 U1 Turbine/Generator Full Power



SDO - Summary of Daily Operations
Unit-2 2004
source:  DCPP Generation Statistics Program raw data coming from PIMS via IRDS
Walt Reil   NPG Business Services   wer1; 8-691-6570

Clock Secondary Reactor
Hour Side Power Power

OpDate2 OpHour2 PowerLevel2 RxPercent2
01/01/04 0100 1148 100 U2 Turbine/Generator Full Power
01/01/04 0200 1148 100 U2 Turbine/Generator Full Power
01/01/04 0300 1149 100 U2 Turbine/Generator Full Power
01/01/04 0400 1149 100 U2 Turbine/Generator Full Power
01/01/04 0500 1149 99.9 U2 Turbine/Generator Full Power
01/01/04 0600 1149 100 U2 Turbine/Generator Full Power
01/01/04 0700 1149 100 U2 Turbine/Generator Full Power
01/01/04 0800 1150 100 U2 Turbine/Generator Full Power
01/01/04 0900 1149 100 U2 Turbine/Generator Full Power
01/01/04 1000 1150 100 U2 Turbine/Generator Full Power
01/01/04 1100 1150 100 U2 Turbine/Generator Full Power
01/01/04 1200 1149 100 U2 Turbine/Generator Full Power
01/01/04 1300 1150 100 U2 Turbine/Generator Full Power
01/01/04 1400 1150 100 U2 Turbine/Generator Full Power
01/01/04 1500 1149 100 U2 Turbine/Generator Full Power
01/01/04 1600 1149 100 U2 Turbine/Generator Full Power
01/01/04 1700 1149 99.9 U2 Turbine/Generator Full Power
01/01/04 1800 1149 100 U2 Turbine/Generator Full Power
01/01/04 1900 1149 100 U2 Turbine/Generator Full Power
01/01/04 2000 1148 99.9 U2 Turbine/Generator Full Power
01/01/04 2100 1151 100 U2 Turbine/Generator Full Power
01/01/04 2200 1149 100 U2 Turbine/Generator Full Power
01/01/04 2300 1149 100 U2 Turbine/Generator Full Power
01/01/04 2400 1148 100 U2 Turbine/Generator Full Power
01/02/04 0100 1149 100 U2 Turbine/Generator Full Power
01/02/04 0200 1150 100 U2 Turbine/Generator Full Power
01/02/04 0300 1147 100 U2 Turbine/Generator Full Power
01/02/04 0400 1148 99.9 U2 Turbine/Generator Full Power
01/02/04 0500 1149 99.9 U2 Turbine/Generator Full Power
01/02/04 0600 1149 99.9 U2 Turbine/Generator Full Power
01/02/04 0700 1149 100 U2 Turbine/Generator Full Power
01/02/04 0800 1149 100 U2 Turbine/Generator Full Power
01/02/04 0900 1149 100 U2 Turbine/Generator Full Power
01/02/04 1000 1148 100 U2 Turbine/Generator Full Power
01/02/04 1100 1149 100 U2 Turbine/Generator Full Power
01/02/04 1200 1148 100 U2 Turbine/Generator Full Power
01/02/04 1300 1149 100 U2 Turbine/Generator Full Power
01/02/04 1400 1149 99.9 U2 Turbine/Generator Full Power
01/02/04 1500 1149 100 U2 Turbine/Generator Full Power
01/02/04 1600 1149 100 U2 Turbine/Generator Full Power
01/02/04 1700 1149 100 U2 Turbine/Generator Full Power
01/02/04 1800 1149 100 U2 Turbine/Generator Full Power
01/02/04 1900 1149 100 U2 Turbine/Generator Full Power
01/02/04 2000 1150 99.9 U2 Turbine/Generator Full Power
01/02/04 2100 1149 100 U2 Turbine/Generator Full Power
01/02/04 2200 1150 100 U2 Turbine/Generator Full Power



01/02/04 2300 1150 100 U2 Turbine/Generator Full Power
01/02/04 2400 1149 100 U2 Turbine/Generator Full Power
01/03/04 0100 1149 99.9 U2 Turbine/Generator Full Power
01/03/04 0200 1150 100 U2 Turbine/Generator Full Power
01/03/04 0300 1149 100 U2 Turbine/Generator Full Power
01/03/04 0400 1149 100 U2 Turbine/Generator Full Power
01/03/04 0500 1149 100 U2 Turbine/Generator Full Power
01/03/04 0600 1149 100 U2 Turbine/Generator Full Power
01/03/04 0700 1149 100 U2 Turbine/Generator Full Power
01/03/04 0800 1149 100 U2 Turbine/Generator Full Power
01/03/04 0900 1149 100 U2 Turbine/Generator Full Power
01/03/04 1000 1149 100 U2 Turbine/Generator Full Power
01/03/04 1100 1149 100 U2 Turbine/Generator Full Power
01/03/04 1200 1150 100 U2 Turbine/Generator Full Power
01/03/04 1300 1149 100 U2 Turbine/Generator Full Power
01/03/04 1400 1149 100 U2 Turbine/Generator Full Power
01/03/04 1500 1149 100 U2 Turbine/Generator Full Power
01/03/04 1600 1149 100 U2 Turbine/Generator Full Power
01/03/04 1700 1149 100 U2 Turbine/Generator Full Power
01/03/04 1800 1149 100 U2 Turbine/Generator Full Power
01/03/04 1900 1149 99.9 U2 Turbine/Generator Full Power
01/03/04 2000 1149 99.9 U2 Turbine/Generator Full Power
01/03/04 2100 1149 100 U2 Turbine/Generator Full Power
01/03/04 2200 1149 100 U2 Turbine/Generator Full Power
01/03/04 2300 1149 99.9 U2 Turbine/Generator Full Power
01/03/04 2400 1148 100 U2 Turbine/Generator Full Power
01/04/04 0100 1149 100 U2 Turbine/Generator Full Power
01/04/04 0200 1148 100 U2 Turbine/Generator Full Power
01/04/04 0300 1150 100 U2 Turbine/Generator Full Power
01/04/04 0400 1150 100 U2 Turbine/Generator Full Power
01/04/04 0500 1150 100 U2 Turbine/Generator Full Power
01/04/04 0600 1150 100 U2 Turbine/Generator Full Power
01/04/04 0700 1149 100 U2 Turbine/Generator Full Power
01/04/04 0800 1149 99.9 U2 Turbine/Generator Full Power
01/04/04 0900 1150 100 U2 Turbine/Generator Full Power
01/04/04 1000 1149 100 U2 Turbine/Generator Full Power
01/04/04 1100 1150 100 U2 Turbine/Generator Full Power
01/04/04 1200 1150 100 U2 Turbine/Generator Full Power
01/04/04 1300 1149 100 U2 Turbine/Generator Full Power
01/04/04 1400 1151 100 U2 Turbine/Generator Full Power
01/04/04 1500 1150 100 U2 Turbine/Generator Full Power
01/04/04 1600 1150 100 U2 Turbine/Generator Full Power
01/04/04 1700 1150 100 U2 Turbine/Generator Full Power
01/04/04 1800 1150 100 U2 Turbine/Generator Full Power
01/04/04 1900 1150 100 U2 Turbine/Generator Full Power
01/04/04 2000 1149 99.9 U2 Turbine/Generator Full Power
01/04/04 2100 1151 100 U2 Turbine/Generator Full Power
01/04/04 2200 1151 100 U2 Turbine/Generator Full Power
01/04/04 2300 1150 100 U2 Turbine/Generator Full Power
01/04/04 2400 1150 100 U2 Turbine/Generator Full Power
01/05/04 0100 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 0200 1150 100 U2 Turbine/Generator Full Power
01/05/04 0300 1149 100 U2 Turbine/Generator Full Power
01/05/04 0400 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 0500 1150 100 U2 Turbine/Generator Full Power



01/05/04 0600 1150 99.9 U2 Turbine/Generator Full Power
01/05/04 0700 1150 99.9 U2 Turbine/Generator Full Power
01/05/04 0800 1150 99.9 U2 Turbine/Generator Full Power
01/05/04 0900 1150 99.9 U2 Turbine/Generator Full Power
01/05/04 1000 1150 100 U2 Turbine/Generator Full Power
01/05/04 1100 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 1200 1149 100 U2 Turbine/Generator Full Power
01/05/04 1300 1149 100 U2 Turbine/Generator Full Power
01/05/04 1400 1149 100 U2 Turbine/Generator Full Power
01/05/04 1500 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 1600 1149 100 U2 Turbine/Generator Full Power
01/05/04 1700 1149 100 U2 Turbine/Generator Full Power
01/05/04 1800 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 1900 1149 99.9 U2 Turbine/Generator Full Power
01/05/04 2000 1149 100 U2 Turbine/Generator Full Power
01/05/04 2100 1149 100 U2 Turbine/Generator Full Power
01/05/04 2200 1149 100 U2 Turbine/Generator Full Power
01/05/04 2300 1150 99.9 U2 Turbine/Generator Full Power
01/05/04 2400 1149 99.9 U2 Turbine/Generator Full Power
01/06/04 0100 1150 100 U2 Turbine/Generator Full Power
01/06/04 0200 1150 100 U2 Turbine/Generator Full Power
01/06/04 0300 1149 100 U2 Turbine/Generator Full Power
01/06/04 0400 1150 100 U2 Turbine/Generator Full Power
01/06/04 0500 1150 100 U2 Turbine/Generator Full Power
01/06/04 0600 1150 100 U2 Turbine/Generator Full Power
01/06/04 0700 1150 100 U2 Turbine/Generator Full Power
01/06/04 0800 1150 100 U2 Turbine/Generator Full Power
01/06/04 0900 1150 100 U2 Turbine/Generator Full Power
01/06/04 1000 1150 100 U2 Turbine/Generator Full Power
01/06/04 1100 1149 100 U2 Turbine/Generator Full Power
01/06/04 1200 1149 100 U2 Turbine/Generator Full Power
01/06/04 1300 1149 100 U2 Turbine/Generator Full Power
01/06/04 1400 1149 100 U2 Turbine/Generator Full Power
01/06/04 1500 1150 100 U2 Turbine/Generator Full Power
01/06/04 1600 1149 99.9 U2 Turbine/Generator Full Power
01/06/04 1700 1149 100 U2 Turbine/Generator Full Power
01/06/04 1800 1149 100 U2 Turbine/Generator Full Power
01/06/04 1900 1149 99.9 U2 Turbine/Generator Full Power
01/06/04 2000 1149 100 U2 Turbine/Generator Full Power
01/06/04 2100 1149 100 U2 Turbine/Generator Full Power
01/06/04 2200 1150 100 U2 Turbine/Generator Full Power
01/06/04 2300 1149 100 U2 Turbine/Generator Full Power
01/06/04 2400 1150 100 U2 Turbine/Generator Full Power
01/07/04 0100 1149 100 U2 Turbine/Generator Full Power
01/07/04 0200 1150 100 U2 Turbine/Generator Full Power
01/07/04 0300 1149 99.9 U2 Turbine/Generator Full Power
01/07/04 0400 1150 99.9 U2 Turbine/Generator Full Power
01/07/04 0500 1150 100 U2 Turbine/Generator Full Power
01/07/04 0600 1150 100 U2 Turbine/Generator Full Power
01/07/04 0700 1150 100 U2 Turbine/Generator Full Power
01/07/04 0800 1150 100 U2 Turbine/Generator Full Power
01/07/04 0900 1150 100 U2 Turbine/Generator Full Power
01/07/04 1000 1150 100 U2 Turbine/Generator Full Power
01/07/04 1100 1150 100 U2 Turbine/Generator Full Power
01/07/04 1200 1150 100 U2 Turbine/Generator Full Power



01/07/04 1300 1149 100 U2 Turbine/Generator Full Power
01/07/04 1400 1149 100 U2 Turbine/Generator Full Power
01/07/04 1500 1149 100 U2 Turbine/Generator Full Power
01/07/04 1600 1149 100 U2 Turbine/Generator Full Power
01/07/04 1700 1149 100 U2 Turbine/Generator Full Power
01/07/04 1800 1149 100 U2 Turbine/Generator Full Power
01/07/04 1900 1149 100 U2 Turbine/Generator Full Power
01/07/04 2000 1150 100 U2 Turbine/Generator Full Power
01/07/04 2100 1150 100 U2 Turbine/Generator Full Power
01/07/04 2200 1148 100.1 U2 Turbine/Generator Full Power
01/07/04 2300 1149 100 U2 Turbine/Generator Full Power
01/07/04 2400 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 0100 1149 100 U2 Turbine/Generator Full Power
01/08/04 0200 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 0300 1149 100 U2 Turbine/Generator Full Power
01/08/04 0400 1149 100 U2 Turbine/Generator Full Power
01/08/04 0500 1149 100 U2 Turbine/Generator Full Power
01/08/04 0600 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 0700 1149 100 U2 Turbine/Generator Full Power
01/08/04 0800 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 0900 1149 100 U2 Turbine/Generator Full Power
01/08/04 1000 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1100 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1200 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1300 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1400 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1500 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1600 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 1700 1149 100 U2 Turbine/Generator Full Power
01/08/04 1800 1149 100 U2 Turbine/Generator Full Power
01/08/04 1900 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 2000 1149 100 U2 Turbine/Generator Full Power
01/08/04 2100 1149 100 U2 Turbine/Generator Full Power
01/08/04 2200 1149 99.9 U2 Turbine/Generator Full Power
01/08/04 2300 1149 100 U2 Turbine/Generator Full Power
01/08/04 2400 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 0100 1149 100 U2 Turbine/Generator Full Power
01/09/04 0200 1150 99.9 U2 Turbine/Generator Full Power
01/09/04 0300 1149 100 U2 Turbine/Generator Full Power
01/09/04 0400 1149 100 U2 Turbine/Generator Full Power
01/09/04 0500 1149 100 U2 Turbine/Generator Full Power
01/09/04 0600 1149 100 U2 Turbine/Generator Full Power
01/09/04 0700 1149 100 U2 Turbine/Generator Full Power
01/09/04 0800 1150 100 U2 Turbine/Generator Full Power
01/09/04 0900 1149 100 U2 Turbine/Generator Full Power
01/09/04 1000 1150 99.9 U2 Turbine/Generator Full Power
01/09/04 1100 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 1200 1150 99.9 U2 Turbine/Generator Full Power
01/09/04 1300 1150 99.9 U2 Turbine/Generator Full Power
01/09/04 1400 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 1500 1150 100 U2 Turbine/Generator Full Power
01/09/04 1600 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 1700 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 1800 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 1900 1149 100 U2 Turbine/Generator Full Power



01/09/04 2000 1149 99.9 U2 Turbine/Generator Full Power
01/09/04 2100 1149 100 U2 Turbine/Generator Full Power
01/09/04 2200 1148 100 U2 Turbine/Generator Full Power
01/09/04 2300 1148 99.9 U2 Turbine/Generator Full Power
01/09/04 2400 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0100 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0200 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0300 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0400 1148 100 U2 Turbine/Generator Full Power
01/10/04 0500 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0600 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0700 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0800 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 0900 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1000 1148 100 U2 Turbine/Generator Full Power
01/10/04 1100 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1200 1149 99.9 U2 Turbine/Generator Full Power
01/10/04 1300 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1400 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1500 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1600 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1700 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1800 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 1900 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 2000 1148 99.9 U2 Turbine/Generator Full Power
01/10/04 2100 1148 100 U2 Turbine/Generator Full Power
01/10/04 2200 1149 99.9 U2 Turbine/Generator Full Power
01/10/04 2300 1148 100 U2 Turbine/Generator Full Power
01/10/04 2400 1148 100 U2 Turbine/Generator Full Power
01/11/04 0100 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 0200 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 0300 1148 100 U2 Turbine/Generator Full Power
01/11/04 0400 1148 100 U2 Turbine/Generator Full Power
01/11/04 0500 1148 100 U2 Turbine/Generator Full Power
01/11/04 0600 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 0700 1149 99.9 U2 Turbine/Generator Full Power
01/11/04 0800 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 0900 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 1000 1148 99.9 U2 Turbine/Generator Full Power
01/11/04 1100 1149 99.9 U2 Turbine/Generator Full Power
01/11/04 1200 1149 100 U2 Turbine/Generator Full Power
01/11/04 1300 1148 100 U2 Turbine/Generator Full Power
01/11/04 1400 1149 100 U2 Turbine/Generator Full Power
01/11/04 1500 1148 100 U2 Turbine/Generator Full Power
01/11/04 1600 1149 100 U2 Turbine/Generator Full Power
01/11/04 1700 1148 100 U2 Turbine/Generator Full Power
01/11/04 1800 1148 100 U2 Turbine/Generator Full Power
01/11/04 1900 1149 100 U2 Turbine/Generator Full Power
01/11/04 2000 1149 100 U2 Turbine/Generator Full Power
01/11/04 2100 1149 100 U2 Turbine/Generator Full Power
01/11/04 2200 1149 99.9 U2 Turbine/Generator Full Power
01/11/04 2300 1149 100 U2 Turbine/Generator Full Power
01/11/04 2400 1149 99.9 U2 Turbine/Generator Full Power
01/12/04 0100 1149 99.9 U2 Turbine/Generator Full Power
01/12/04 0200 1149 99.9 U2 Turbine/Generator Full Power



01/12/04 0300 1149 100 U2 Turbine/Generator Full Power
01/12/04 0400 1149 100 U2 Turbine/Generator Full Power
01/12/04 0500 1149 100 U2 Turbine/Generator Full Power
01/12/04 0600 1149 99.9 U2 Turbine/Generator Full Power
01/12/04 0700 1148 99.9 U2 Turbine/Generator Full Power
01/12/04 0800 1148 100 U2 Turbine/Generator Full Power
01/12/04 0900 1148 100 U2 Turbine/Generator Full Power
01/12/04 1000 1148 100 U2 Turbine/Generator Full Power
01/12/04 1100 1148 99.9 U2 Turbine/Generator Full Power
01/12/04 1200 1148 100 U2 Turbine/Generator Full Power
01/12/04 1300 1148 100 U2 Turbine/Generator Full Power
01/12/04 1400 1149 100 U2 Turbine/Generator Full Power
01/12/04 1500 1149 99.9 U2 Turbine/Generator Full Power
01/12/04 1600 1148 99.9 U2 Turbine/Generator Full Power
01/12/04 1700 1148 100 U2 Turbine/Generator Full Power
01/12/04 1800 1148 100 U2 Turbine/Generator Full Power
01/12/04 1900 1148 100 U2 Turbine/Generator Full Power
01/12/04 2000 1149 100 U2 Turbine/Generator Full Power
01/12/04 2100 1149 100 U2 Turbine/Generator Full Power
01/12/04 2200 1149 100 U2 Turbine/Generator Full Power
01/12/04 2300 1149 100 U2 Turbine/Generator Full Power
01/12/04 2400 1149 100 U2 Turbine/Generator Full Power
01/13/04 0100 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0200 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0300 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0400 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0500 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0600 1148 100 U2 Turbine/Generator Full Power
01/13/04 0700 1148 100 U2 Turbine/Generator Full Power
01/13/04 0800 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 0900 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 1000 1149 100 U2 Turbine/Generator Full Power
01/13/04 1100 1148 99.9 U2 Turbine/Generator Full Power
01/13/04 1200 1149 100 U2 Turbine/Generator Full Power
01/13/04 1300 1148 100 U2 Turbine/Generator Full Power
01/13/04 1400 1149 100 U2 Turbine/Generator Full Power
01/13/04 1500 1149 99.9 U2 Turbine/Generator Full Power
01/13/04 1600 1148 100 U2 Turbine/Generator Full Power
01/13/04 1700 1149 100 U2 Turbine/Generator Full Power
01/13/04 1800 1148 100 U2 Turbine/Generator Full Power
01/13/04 1900 1148 100 U2 Turbine/Generator Full Power
01/13/04 2000 1148 100 U2 Turbine/Generator Full Power
01/13/04 2100 1149 99.9 U2 Turbine/Generator Full Power
01/13/04 2200 1149 100 U2 Turbine/Generator Full Power
01/13/04 2300 1148 100 U2 Turbine/Generator Full Power
01/13/04 2400 1149 100 U2 Turbine/Generator Full Power
01/14/04 0100 1149 100 U2 Turbine/Generator Full Power
01/14/04 0200 1148 100 U2 Turbine/Generator Full Power
01/14/04 0300 1148 100 03:20 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0400 1147 100.1 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0500 1147 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0700 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/14/04 1000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/14/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1800 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 2000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 2100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 2200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 2300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/15/04 2400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0600 1147 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0700 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0800 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 0900 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1300 1147 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/16/04 1700 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1800 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 2000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 2100 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 2200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 2300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/16/04 2400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0600 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0700 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1200 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/17/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 2100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/18/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/18/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0800 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/19/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/20/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0300 1145 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0400 1145 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/21/04 0700 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 2200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 2300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/21/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 2000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/22/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/23/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 2000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 2200 1143 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 2300 1143 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/23/04 2400 1143 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0100 1144 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0200 1144 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1300 1136 100.5 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1400 1137 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1500 1136 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1600 1131 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1700 1137 100.4 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1800 1137 100.3 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 1900 1143 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 2200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/24/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0500 1143 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0600 1144 99.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 0900 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 1900 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 2000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/25/04 2100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 2200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 2300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/25/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 0900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/26/04 2400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1600 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 2000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 2200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/27/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0300 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/28/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1700 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 1900 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 2000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/28/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 2200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 2300 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/29/04 2400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0100 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



01/30/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 2000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/30/04 2400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1600 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1700 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 1900 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 2000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 2100 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 2300 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
01/31/04 2400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0600 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0700 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 0900 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/01/04 1800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 1900 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 2000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 2200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/01/04 2400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 2100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 2300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/02/04 2400 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0500 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 1900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 2200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/03/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/04/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 1900 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 2100 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 2200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/04/04 2400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 0900 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1000 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1100 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/05/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0500 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0600 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/06/04 0800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 0900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1000 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 2000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 2100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/06/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 0900 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1100 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1200 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1300 1147 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1400 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 2000 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 2100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/07/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0800 1146 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1000 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/08/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 1900 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 2200 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/08/04 2400 1147 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0300 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/09/04 2400 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0500 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0600 1146 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0800 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1600 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/10/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/10/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1500 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1700 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/11/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1700 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 1900 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 2000 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 2300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/12/04 2400 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0400 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/13/04 0500 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 0900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1100 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/13/04 2400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0700 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1800 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 1900 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 2000 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/14/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0400 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0500 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0700 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 0900 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1000 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1100 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/15/04 1200 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1600 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/15/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0400 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 2200 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/16/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0100 1144 100.7 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0200 1144 100.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0300 1144 100.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0400 1144 100.8 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 0900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/17/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 2000 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 2100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 2200 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 2300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/17/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0300 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0600 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1800 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 1900 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 2000 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/18/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0200 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0400 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1400 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 1900 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 2200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/19/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/20/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1000 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1300 1143 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1600 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 1900 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/20/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0400 1144 101.1 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0800 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 0900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1100 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1800 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 1900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/21/04 2400 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0300 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/22/04 0900 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 2000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 2100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 2300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/22/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0200 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0400 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0600 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1100 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1300 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1500 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 2000 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 2200 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 2300 1145 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/23/04 2400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0300 1138 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0500 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0600 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0700 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0800 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 0900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1000 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1100 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1200 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1400 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1500 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 



02/24/04 1600 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1700 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1800 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 1900 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 2000 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 2100 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 2200 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 2300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/24/04 2400 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0100 1145 100.1 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0200 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0300 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0400 1145 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0500 1144 99.9 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0600 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0700 1144 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0800 1140 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 0900 1140 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1000 1140 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1100 1140 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1200 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1300 1143 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1400 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1500 1142 100 U2 PCV-69 supplying steam to Unit-1 Aux Steam RV-185. 
02/25/04 1600 1142 100 16:08 U2 Starts advance rampdown to 24% for storm seas.
02/25/04 1700 1009 89.3 U2 Rampdown to 24% in progress.
02/25/04 1800 830 74.8 U2 Rampdown to 24% in progress.
02/25/04 1900 644 59.9 U2 Rampdown to 24% in progress.
02/25/04 2000 478 45.7 U2 Rampdown to 24% in progress.
02/25/04 2100 279 33 21:36 U2 Rampdown to 24% complete. 
02/25/04 2200 196 23.6 U2 Holding at 24% for storm seas.
02/25/04 2300 199 24 U2 Holding at 24% for storm seas.
02/25/04 2400 199 23.9 U2 Holding at 24% for storm seas.
02/26/04 0100 199 23.8 U2 Holding at 24% for storm seas.
02/26/04 0200 199 24 U2 Holding at 24% for storm seas.
02/26/04 0300 200 23.8 U2 Holding at 24% for storm seas.
02/26/04 0400 199 23.8 U2 Holding at 24% for storm seas.
02/26/04 0500 199 23.8 U2 Holding at 24% for storm seas.
02/26/04 0600 1990 23.7 U2 Holding at 24% for storm seas.
02/26/04 0700 199 23.8 U2 Holding at 24% for storm seas.
02/26/04 0800 198 24 U2 Holding at 24% for storm seas.
02/26/04 0900 198 24 U2 Holding at 24% for storm seas.
02/26/04 1000 198 24 U2 Holding at 24% for storm seas.
02/26/04 1100 199 24.4 U2 Holding at 24% for storm seas.
02/26/04 1200 199 24 U2 Holding at 24% for storm seas.
02/26/04 1300 195 23.8 U2 Holding at 24% for storm seas.
02/26/04 1400 199 23.9 U2 Holding at 24% for storm seas.
02/26/04 1500 198 23.8 U2 Holding at 24% for storm seas.
02/26/04 1600 199 23.9 U2 Holding at 24% for storm seas.
02/26/04 1700 199 24.2 U2 Holding at 24% for storm seas.
02/26/04 1800 198 24.1 U2 Holding at 24% for storm seas.
02/26/04 1900 198 24.1 U2 Holding at 24% for storm seas.
02/26/04 2000 198 24.1 U2 Holding at 24% for storm seas.
02/26/04 2100 199 24.1 U2 Holding at 24% for storm seas.
02/26/04 2200 199 24.1 U2 Holding at 24% for storm seas.



02/26/04 2300 198 24.1 U2 Holding at 24% for storm seas.
02/26/04 2400 199 24.1 U2 Holding at 24% for storm seas.
02/27/04 0100 199 24.2 U2 Holding at 24% for storm seas.
02/27/04 0200 199 24.1 U2 Holding at 24% for storm seas.
02/27/04 0300 201 24.2 03:00 U2 Commenced ramp-up to previous full power operation.
02/27/04 0400 380 38.3 U2 Ramp-up to full power in progress.
02/27/04 0500 561 52.5 U2 Ramp-up to full power in progress.
02/27/04 0600 761 67.3 U2 Ramp-up to full power in progress.
02/27/04 0700 934 81.5 U2 Ramp-up to full power in progress.
02/27/04 0800 1085 93.9 U2 Ramp-up to full power in progress.
02/27/04 0900 1110 96.8 U2 Ramp-up to full power in progress.
02/27/04 1000 1110 96.8 U2 Ramp-up to full power in progress.
02/27/04 1100 1104 96.9 U2 Ramp-up to full power in progress.
02/27/04 1200 1108 97.2 U2 Ramp-up to full power in progress.
02/27/04 1300 1109 97.2 U2 Ramp-up to full power in progress.
02/27/04 1400 1137 99.4 14:44 U2 back at 100% power.
02/27/04 1500 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 1600 1134 99.7 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 1700 1132 99.7 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 1800 1133 99.7 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 1900 1134 99.8 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 2000 1137 99.8 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 2100 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 2200 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 2300 1136 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/27/04 2400 1135 99.8 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0100 1135 99.8 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0200 1136 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0300 1137 99.7 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0400 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0500 1138 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0600 1138 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0700 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0800 1137 99.8 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 0900 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1000 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1100 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1200 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1300 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1400 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1500 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1600 1138 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1700 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1800 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 1900 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 2000 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 2100 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 2200 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 2300 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/28/04 2400 1139 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0100 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0200 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0300 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0400 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0500 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.



02/29/04 0600 1140 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0700 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0800 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 0900 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1000 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1100 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1200 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1300 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1400 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1500 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1600 1140 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1700 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1800 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 1900 1139 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 2000 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 2100 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 2200 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 2300 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
02/29/04 2400 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0100 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0200 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0300 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0400 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0500 1140 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0600 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0700 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0800 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 0900 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1000 1139 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1100 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1200 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1300 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1400 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1500 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1600 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1700 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1800 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 1900 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 2000 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 2100 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 2200 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 2300 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/01/04 2400 1138 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0100 1137 99.9 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0200 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0300 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0400 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0500 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0600 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0700 1139 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0800 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 0900 1137 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 1000 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 1100 1138 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.
03/02/04 1200 1136 100 U2 Turbine/Gen at reduced power due to Nozzle Fouling Factor.



03/02/04 1300 1138 98.8 13:54 U2 NFF reset.  Started Turbine/Gen ramp-up to full power.
03/02/04 1400 1138 98.7 U2 ramp-up in progress.
03/02/04 1500 1144 99.6 15:30 U2 returned to Full Power.
03/02/04 1600 1151 100 U2 Turbine/Generator Full Power
03/02/04 1700 1152 100.1 U2 Turbine/Generator Full Power
03/02/04 1800 1150 100.1 U2 Turbine/Generator Full Power
03/02/04 1900 1150 100.1 U2 Turbine/Generator Full Power
03/02/04 2000 1151 100.1 U2 Turbine/Generator Full Power
03/02/04 2100 1151 100 U2 Turbine/Generator Full Power
03/02/04 2200 1149 99.9 U2 Turbine/Generator Full Power
03/02/04 2300 1150 99.9 U2 Turbine/Generator Full Power
03/02/04 2400 1149 100 U2 Turbine/Generator Full Power
03/03/04 0100 1148 100 U2 Turbine/Generator Full Power
03/03/04 0200 1149 100 U2 Turbine/Generator Full Power
03/03/04 0300 1150 99.9 U2 Turbine/Generator Full Power
03/03/04 0400 1150 100 U2 Turbine/Generator Full Power
03/03/04 0500 1149 100 U2 Turbine/Generator Full Power
03/03/04 0600 1148 99.9 U2 Turbine/Generator Full Power
03/03/04 0700 1149 99.9 U2 Turbine/Generator Full Power
03/03/04 0800 1148 100 U2 Turbine/Generator Full Power
03/03/04 0900 1149 99.9 U2 Turbine/Generator Full Power
03/03/04 1000 1148 99.9 U2 Turbine/Generator Full Power
03/03/04 1100 1148 100 U2 Turbine/Generator Full Power
03/03/04 1200 1148 100 U2 Turbine/Generator Full Power
03/03/04 1300 1149 99.9 U2 Turbine/Generator Full Power
03/03/04 1400 1148 99.9 U2 Turbine/Generator Full Power
03/03/04 1500 1149 99.9 U2 Turbine/Generator Full Power
03/03/04 1600 1148 99.9 U2 Turbine/Generator Full Power
03/03/04 1700 1149 100 U2 Turbine/Generator Full Power
03/03/04 1800 1149 100 U2 Turbine/Generator Full Power
03/03/04 1900 1149 100 U2 Turbine/Generator Full Power
03/03/04 2000 1149 100 U2 Turbine/Generator Full Power
03/03/04 2100 1149 99.9 U2 Turbine/Generator Full Power
03/03/04 2200 1149 100 U2 Turbine/Generator Full Power
03/03/04 2300 1149 100 U2 Turbine/Generator Full Power
03/03/04 2400 1150 100 U2 Turbine/Generator Full Power
03/04/04 0100 1148 99.9 U2 Turbine/Generator Full Power
03/04/04 0200 1149 99.9 U2 Turbine/Generator Full Power
03/04/04 0300 1149 99.9 U2 Turbine/Generator Full Power
03/04/04 0400 1149 100 U2 Turbine/Generator Full Power
03/04/04 0500 1147 99.9 U2 Turbine/Generator Full Power
03/04/04 0600 1149 100 U2 Turbine/Generator Full Power
03/04/04 0700 1149 100 U2 Turbine/Generator Full Power
03/04/04 0800 1150 99.9 U2 Turbine/Generator Full Power
03/04/04 0900 1149 100 U2 Turbine/Generator Full Power
03/04/04 1000 1149 100 U2 Turbine/Generator Full Power
03/04/04 1100 1149 100 U2 Turbine/Generator Full Power
03/04/04 1200 1150 100 U2 Turbine/Generator Full Power
03/04/04 1300 1149 100 U2 Turbine/Generator Full Power
03/04/04 1400 1148 100 U2 Turbine/Generator Full Power
03/04/04 1500 1148 99.9 U2 Turbine/Generator Full Power
03/04/04 1600 1148 99.9 U2 Turbine/Generator Full Power
03/04/04 1700 1149 100 U2 Turbine/Generator Full Power
03/04/04 1800 1149 100 U2 Turbine/Generator Full Power
03/04/04 1900 1149 100 U2 Turbine/Generator Full Power



03/04/04 2000 1149 100 U2 Turbine/Generator Full Power
03/04/04 2100 1149 99.9 U2 Turbine/Generator Full Power
03/04/04 2200 1150 99.9 U2 Turbine/Generator Full Power
03/04/04 2300 1150 99.9 U2 Turbine/Generator Full Power
03/04/04 2400 1150 100 U2 Turbine/Generator Full Power
03/05/04 0100 1149 99.9 U2 Turbine/Generator Full Power
03/05/04 0200 1105 100 U2 Turbine/Generator Full Power
03/05/04 0300 1149 99.9 U2 Turbine/Generator Full Power
03/05/04 0400 1150 100 U2 Turbine/Generator Full Power
03/05/04 0500 1150 100 U2 Turbine/Generator Full Power
03/05/04 0600 1150 100 U2 Turbine/Generator Full Power
03/05/04 0700 1150 100 U2 Turbine/Generator Full Power
03/05/04 0800 1150 100 U2 Turbine/Generator Full Power
03/05/04 0900 1149 100 U2 Turbine/Generator Full Power
03/05/04 1000 1149 100 U2 Turbine/Generator Full Power
03/05/04 1100 1149 100 U2 Turbine/Generator Full Power
03/05/04 1200 1149 100 U2 Turbine/Generator Full Power
03/05/04 1300 1148 100 U2 Turbine/Generator Full Power
03/05/04 1400 1148 100 U2 Turbine/Generator Full Power
03/05/04 1500 1148 99.9 U2 Turbine/Generator Full Power
03/05/04 1600 1148 100 U2 Turbine/Generator Full Power
03/05/04 1700 1149 99.9 U2 Turbine/Generator Full Power
03/05/04 1800 1149 100 U2 Turbine/Generator Full Power
03/05/04 1900 1149 100 U2 Turbine/Generator Full Power
03/05/04 2000 1150 100 U2 Turbine/Generator Full Power
03/05/04 2100 1150 100 U2 Turbine/Generator Full Power
03/05/04 2200 1150 100 U2 Turbine/Generator Full Power
03/05/04 2300 1150 100 U2 Turbine/Generator Full Power
03/05/04 2400 1150 100 U2 Turbine/Generator Full Power
03/06/04 0100 1151 100 U2 Turbine/Generator Full Power
03/06/04 0200 1150 99.9 U2 Turbine/Generator Full Power
03/06/04 0300 1150 100 U2 Turbine/Generator Full Power
03/06/04 0400 1149 100 U2 Turbine/Generator Full Power
03/06/04 0500 1150 100 U2 Turbine/Generator Full Power
03/06/04 0600 1150 100 U2 Turbine/Generator Full Power
03/06/04 0700 1150 100 U2 Turbine/Generator Full Power
03/06/04 0800 1150 100 U2 Turbine/Generator Full Power
03/06/04 0900 1150 100 U2 Turbine/Generator Full Power
03/06/04 1000 1150 100 U2 Turbine/Generator Full Power
03/06/04 1100 1150 100 U2 Turbine/Generator Full Power
03/06/04 1200 1150 99.9 U2 Turbine/Generator Full Power
03/06/04 1300 1150 100 U2 Turbine/Generator Full Power
03/06/04 1400 1149 100 U2 Turbine/Generator Full Power
03/06/04 1500 1150 100 U2 Turbine/Generator Full Power
03/06/04 1600 1149 100 U2 Turbine/Generator Full Power
03/06/04 1700 1149 100 U2 Turbine/Generator Full Power
03/06/04 1800 1150 100 U2 Turbine/Generator Full Power
03/06/04 1900 1150 100 U2 Turbine/Generator Full Power
03/06/04 2000 1150 100 U2 Turbine/Generator Full Power
03/06/04 2100 1150 100 U2 Turbine/Generator Full Power
03/06/04 2200 1150 100 U2 Turbine/Generator Full Power
03/06/04 2300 1150 100 U2 Turbine/Generator Full Power
03/06/04 2400 1150 100 U2 Turbine/Generator Full Power
03/07/04 0100 1150 100 U2 Turbine/Generator Full Power
03/07/04 0200 1150 100 U2 Turbine/Generator Full Power



03/07/04 0300 1151 100 U2 Turbine/Generator Full Power
03/07/04 0400 1150 100 U2 Turbine/Generator Full Power
03/07/04 0500 1150 100 U2 Turbine/Generator Full Power
03/07/04 0600 1150 100 U2 Turbine/Generator Full Power
03/07/04 0700 1151 100 U2 Turbine/Generator Full Power
03/07/04 0800 1150 100 U2 Turbine/Generator Full Power
03/07/04 0900 1150 100 U2 Turbine/Generator Full Power
03/07/04 1000 1151 100 U2 Turbine/Generator Full Power
03/07/04 1100 1150 100 U2 Turbine/Generator Full Power
03/07/04 1200 1150 100 U2 Turbine/Generator Full Power
03/07/04 1300 1151 100 U2 Turbine/Generator Full Power
03/07/04 1400 1151 100 U2 Turbine/Generator Full Power
03/07/04 1500 1150 100 U2 Turbine/Generator Full Power
03/07/04 1600 1151 100 U2 Turbine/Generator Full Power
03/07/04 1700 1149 100 U2 Turbine/Generator Full Power
03/07/04 1800 1150 100 U2 Turbine/Generator Full Power
03/07/04 1900 1150 100 U2 Turbine/Generator Full Power
03/07/04 2000 1150 100 U2 Turbine/Generator Full Power
03/07/04 2100 1150 100 U2 Turbine/Generator Full Power
03/07/04 2200 1151 100 U2 Turbine/Generator Full Power
03/07/04 2300 1150 100 U2 Turbine/Generator Full Power
03/07/04 2400 1151 100 U2 Turbine/Generator Full Power
03/08/04 0100 1150 100 U2 Turbine/Generator Full Power
03/08/04 0200 1150 99.9 U2 Turbine/Generator Full Power
03/08/04 0300 1150 99.9 U2 Turbine/Generator Full Power
03/08/04 0400 1150 99.9 U2 Turbine/Generator Full Power
03/08/04 0500 1150 100 U2 Turbine/Generator Full Power
03/08/04 0600 1150 100 U2 Turbine/Generator Full Power
03/08/04 0700 1150 100 U2 Turbine/Generator Full Power
03/08/04 0800 1149 100 U2 Turbine/Generator Full Power
03/08/04 0900 1149 100 U2 Turbine/Generator Full Power
03/08/04 1000 1150 100 U2 Turbine/Generator Full Power
03/08/04 1100 1149 99.9 U2 Turbine/Generator Full Power
03/08/04 1200 1149 100 U2 Turbine/Generator Full Power
03/08/04 1300 1149 100 U2 Turbine/Generator Full Power
03/08/04 1400 1149 100 U2 Turbine/Generator Full Power
03/08/04 1500 1149 100 U2 Turbine/Generator Full Power
03/08/04 1600 1150 100 U2 Turbine/Generator Full Power
03/08/04 1700 1150 100 U2 Turbine/Generator Full Power
03/08/04 1800 1149 100 U2 Turbine/Generator Full Power
03/08/04 1900 1150 100 U2 Turbine/Generator Full Power
03/08/04 2000 1150 100 U2 Turbine/Generator Full Power
03/08/04 2100 1151 100 U2 Turbine/Generator Full Power
03/08/04 2200 1151 100 U2 Turbine/Generator Full Power
03/08/04 2300 1151 100 U2 Turbine/Generator Full Power
03/08/04 2400 1151 100 U2 Turbine/Generator Full Power
03/09/04 0100 1151 100 U2 Turbine/Generator Full Power
03/09/04 0200 1150 100 U2 Turbine/Generator Full Power
03/09/04 0300 1150 100 U2 Turbine/Generator Full Power
03/09/04 0400 1150 100 U2 Turbine/Generator Full Power
03/09/04 0500 1150 99.9 U2 Turbine/Generator Full Power
03/09/04 0600 1150 100 U2 Turbine/Generator Full Power
03/09/04 0700 1149 99.9 U2 Turbine/Generator Full Power
03/09/04 0800 1150 100 U2 Turbine/Generator Full Power
03/09/04 0900 1150 99.9 U2 Turbine/Generator Full Power



03/09/04 1000 1150 100 U2 Turbine/Generator Full Power
03/09/04 1100 1150 99.9 U2 Turbine/Generator Full Power
03/09/04 1200 1150 100 U2 Turbine/Generator Full Power
03/09/04 1300 1149 100 U2 Turbine/Generator Full Power
03/09/04 1400 1149 100 U2 Turbine/Generator Full Power
03/09/04 1500 1149 100 U2 Turbine/Generator Full Power
03/09/04 1600 1149 100 U2 Turbine/Generator Full Power
03/09/04 1700 1150 100 U2 Turbine/Generator Full Power
03/09/04 1800 1149 99.9 U2 Turbine/Generator Full Power
03/09/04 1900 1150 100 U2 Turbine/Generator Full Power
03/09/04 2000 1149 100 U2 Turbine/Generator Full Power
03/09/04 2100 1150 100 U2 Turbine/Generator Full Power
03/09/04 2200 1150 100 U2 Turbine/Generator Full Power
03/09/04 2300 1149 100 U2 Turbine/Generator Full Power
03/09/04 2400 1150 100 U2 Turbine/Generator Full Power
03/10/04 0100 1149 100 U2 Turbine/Generator Full Power
03/10/04 0200 1149 100 U2 Turbine/Generator Full Power
03/10/04 0300 1149 100 U2 Turbine/Generator Full Power
03/10/04 0400 1149 100 U2 Turbine/Generator Full Power
03/10/04 0500 1149 100 U2 Turbine/Generator Full Power
03/10/04 0600 1149 100 U2 Turbine/Generator Full Power
03/10/04 0700 1149 100 U2 Turbine/Generator Full Power
03/10/04 0800 1150 99.9 U2 Turbine/Generator Full Power
03/10/04 0900 1151 100 U2 Turbine/Generator Full Power
03/10/04 1000 1150 100 U2 Turbine/Generator Full Power
03/10/04 1100 1150 100 U2 Turbine/Generator Full Power
03/10/04 1200 1150 100 U2 Turbine/Generator Full Power
03/10/04 1300 1150 100 U2 Turbine/Generator Full Power
03/10/04 1400 1150 99.9 U2 Turbine/Generator Full Power
03/10/04 1500 1149 100 U2 Turbine/Generator Full Power
03/10/04 1600 1150 100 U2 Turbine/Generator Full Power
03/10/04 1700 1150 99.9 U2 Turbine/Generator Full Power
03/10/04 1800 1150 100 U2 Turbine/Generator Full Power
03/10/04 1900 1150 100 U2 Turbine/Generator Full Power
03/10/04 2000 1150 100 U2 Turbine/Generator Full Power
03/10/04 2100 1150 100 U2 Turbine/Generator Full Power
03/10/04 2200 1150 100 U2 Turbine/Generator Full Power
03/10/04 2300 1150 100 U2 Turbine/Generator Full Power
03/10/04 2400 1150 99.9 U2 Turbine/Generator Full Power
03/11/04 0100 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 0200 1150 99.9 U2 Turbine/Generator Full Power
03/11/04 0300 1150 100 U2 Turbine/Generator Full Power
03/11/04 0400 1150 100 U2 Turbine/Generator Full Power
03/11/04 0500 1149 100 U2 Turbine/Generator Full Power
03/11/04 0600 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 0700 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 0800 1149 100 U2 Turbine/Generator Full Power
03/11/04 0900 1149 100 U2 Turbine/Generator Full Power
03/11/04 1000 1149 100 U2 Turbine/Generator Full Power
03/11/04 1100 1148 100 U2 Turbine/Generator Full Power
03/11/04 1200 1148 100 U2 Turbine/Generator Full Power
03/11/04 1300 1148 99.9 U2 Turbine/Generator Full Power
03/11/04 1400 1149 100 U2 Turbine/Generator Full Power
03/11/04 1500 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 1600 1148 99.9 U2 Turbine/Generator Full Power



03/11/04 1700 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 1800 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 1900 1149 99.9 U2 Turbine/Generator Full Power
03/11/04 2000 1149 100 U2 Turbine/Generator Full Power
03/11/04 2100 1149 100 U2 Turbine/Generator Full Power
03/11/04 2200 1148 100 U2 Turbine/Generator Full Power
03/11/04 2300 1150 100 U2 Turbine/Generator Full Power
03/11/04 2400 1150 100 U2 Turbine/Generator Full Power
03/12/04 0100 1150 99.9 U2 Turbine/Generator Full Power
03/12/04 0200 1150 100 U2 Turbine/Generator Full Power
03/12/04 0300 1149 100 U2 Turbine/Generator Full Power
03/12/04 0400 1149 99.9 U2 Turbine/Generator Full Power
03/12/04 0500 1149 100 U2 Turbine/Generator Full Power
03/12/04 0600 1149 100 U2 Turbine/Generator Full Power
03/12/04 0700 1150 100 U2 Turbine/Generator Full Power
03/12/04 0800 1150 100 U2 Turbine/Generator Full Power
03/12/04 0900 1150 100 U2 Turbine/Generator Full Power
03/12/04 1000 1150 100 U2 Turbine/Generator Full Power
03/12/04 1100 1150 100 U2 Turbine/Generator Full Power
03/12/04 1200 1149 99.9 U2 Turbine/Generator Full Power
03/12/04 1300 1149 100 U2 Turbine/Generator Full Power
03/12/04 1400 1149 100 U2 Turbine/Generator Full Power
03/12/04 1500 1149 100 U2 Turbine/Generator Full Power
03/12/04 1600 1149 100 U2 Turbine/Generator Full Power
03/12/04 1700 1149 100 U2 Turbine/Generator Full Power
03/12/04 1800 1149 100 U2 Turbine/Generator Full Power
03/12/04 1900 1149 100 U2 Turbine/Generator Full Power
03/12/04 2000 1149 99.9 U2 Turbine/Generator Full Power
03/12/04 2100 1149 99.9 U2 Turbine/Generator Full Power
03/12/04 2200 1149 99.9 U2 Turbine/Generator Full Power
03/12/04 2300 1149 100 U2 Turbine/Generator Full Power
03/12/04 2400 1149 100 U2 Turbine/Generator Full Power
03/13/04 0100 1149 100 U2 Turbine/Generator Full Power
03/13/04 0200 1149 100 U2 Turbine/Generator Full Power
03/13/04 0300 1148 100 U2 Turbine/Generator Full Power
03/13/04 0400 1148 100 U2 Turbine/Generator Full Power
03/13/04 0500 1149 100 U2 Turbine/Generator Full Power
03/13/04 0600 1149 100 U2 Turbine/Generator Full Power
03/13/04 0700 1149 100 U2 Turbine/Generator Full Power
03/13/04 0800 1149 100 U2 Turbine/Generator Full Power
03/13/04 0900 1149 100 U2 Turbine/Generator Full Power
03/13/04 1000 1149 100 U2 Turbine/Generator Full Power
03/13/04 1100 1149 100 U2 Turbine/Generator Full Power
03/13/04 1200 1148 99.9 U2 Turbine/Generator Full Power
03/13/04 1300 1149 99.9 U2 Turbine/Generator Full Power
03/13/04 1400 1148 100 U2 Turbine/Generator Full Power
03/13/04 1500 1148 100 U2 Turbine/Generator Full Power
03/13/04 1600 1148 100 U2 Turbine/Generator Full Power
03/13/04 1700 1149 100 U2 Turbine/Generator Full Power
03/13/04 1800 1149 99.9 U2 Turbine/Generator Full Power
03/13/04 1900 1149 99.9 U2 Turbine/Generator Full Power
03/13/04 2000 1149 100 U2 Turbine/Generator Full Power
03/13/04 2100 1149 100 U2 Turbine/Generator Full Power
03/13/04 2200 1149 100 U2 Turbine/Generator Full Power
03/13/04 2300 1148 100 U2 Turbine/Generator Full Power



03/13/04 2400 1149 100 U2 Turbine/Generator Full Power
03/14/04 0100 1149 100 U2 Turbine/Generator Full Power
03/14/04 0200 1148 100 U2 Turbine/Generator Full Power
03/14/04 0300 1148 100 U2 Turbine/Generator Full Power
03/14/04 0400 1148 100 U2 Turbine/Generator Full Power
03/14/04 0500 1149 100 U2 Turbine/Generator Full Power
03/14/04 0600 1149 99.9 U2 Turbine/Generator Full Power
03/14/04 0700 1148 100 U2 Turbine/Generator Full Power
03/14/04 0800 1148 100 U2 Turbine/Generator Full Power
03/14/04 0900 1148 100 U2 Turbine/Generator Full Power
03/14/04 1000 1148 100 U2 Turbine/Generator Full Power
03/14/04 1100 1148 100 U2 Turbine/Generator Full Power
03/14/04 1200 1148 100 U2 Turbine/Generator Full Power
03/14/04 1300 1148 99.9 U2 Turbine/Generator Full Power
03/14/04 1400 1148 100 U2 Turbine/Generator Full Power
03/14/04 1500 1149 100 U2 Turbine/Generator Full Power
03/14/04 1600 1148 99.9 U2 Turbine/Generator Full Power
03/14/04 1700 1149 100 U2 Turbine/Generator Full Power
03/14/04 1800 1149 99.9 U2 Turbine/Generator Full Power
03/14/04 1900 1149 99.9 U2 Turbine/Generator Full Power
03/14/04 2000 1149 100 U2 Turbine/Generator Full Power
03/14/04 2100 1149 99.9 U2 Turbine/Generator Full Power
03/14/04 2200 1150 100 U2 Turbine/Generator Full Power
03/14/04 2300 1150 100 U2 Turbine/Generator Full Power
03/14/04 2400 1149 100 U2 Turbine/Generator Full Power
03/15/04 0100 1149 100 U2 Turbine/Generator Full Power
03/15/04 0200 1149 100 U2 Turbine/Generator Full Power
03/15/04 0300 1149 100 U2 Turbine/Generator Full Power
03/15/04 0400 1149 100 U2 Turbine/Generator Full Power
03/15/04 0500 1149 100 U2 Turbine/Generator Full Power
03/15/04 0600 1150 100 U2 Turbine/Generator Full Power
03/15/04 0700 1149 100 U2 Turbine/Generator Full Power
03/15/04 0800 1148 100 U2 Turbine/Generator Full Power
03/15/04 0900 1149 100 U2 Turbine/Generator Full Power
03/15/04 1000 1149 100 U2 Turbine/Generator Full Power
03/15/04 1100 1150 100 U2 Turbine/Generator Full Power
03/15/04 1200 1149 100 U2 Turbine/Generator Full Power
03/15/04 1300 1149 100 U2 Turbine/Generator Full Power
03/15/04 1400 1149 100 U2 Turbine/Generator Full Power
03/15/04 1500 1149 100 U2 Turbine/Generator Full Power
03/15/04 1600 1148 99.9 U2 Turbine/Generator Full Power
03/15/04 1700 1149 100 U2 Turbine/Generator Full Power
03/15/04 1800 1150 100 U2 Turbine/Generator Full Power
03/15/04 1900 1149 100 U2 Turbine/Generator Full Power
03/15/04 2000 1149 100 U2 Turbine/Generator Full Power
03/15/04 2100 1148 100 U2 Turbine/Generator Full Power
03/15/04 2200 1149 100 U2 Turbine/Generator Full Power
03/15/04 2300 1149 99.9 U2 Turbine/Generator Full Power
03/15/04 2400 1149 99.9 U2 Turbine/Generator Full Power
03/16/04 0100 1148 99.9 U2 Turbine/Generator Full Power
03/16/04 0200 1148 100.7 U2 Turbine/Generator Full Power
03/16/04 0300 1148 100.7 U2 Turbine/Generator Full Power
03/16/04 0400 1148 99.9 U2 Turbine/Generator Full Power
03/16/04 0500 1149 99.9 U2 Turbine/Generator Full Power
03/16/04 0600 1148 100 U2 Turbine/Generator Full Power



03/16/04 0700 1148 99.9 U2 Turbine/Generator Full Power
03/16/04 0800 1148 100 U2 Turbine/Generator Full Power
03/16/04 0900 1147 100 U2 Turbine/Generator Full Power
03/16/04 1000 1147 100 U2 Turbine/Generator Full Power
03/16/04 1100 1147 100 U2 Turbine/Generator Full Power
03/16/04 1200 1146 100 U2 Turbine/Generator Full Power
03/16/04 1300 1147 100 U2 Turbine/Generator Full Power
03/16/04 1400 1145 100 U2 Turbine/Generator Full Power
03/16/04 1500 1146 100 U2 Turbine/Generator Full Power
03/16/04 1600 1146 99.9 U2 Turbine/Generator Full Power
03/16/04 1700 1146 100 U2 Turbine/Generator Full Power
03/16/04 1800 1147 100 U2 Turbine/Generator Full Power
03/16/04 1900 1146 100 U2 Turbine/Generator Full Power
03/16/04 2000 1147 100 U2 Turbine/Generator Full Power
03/16/04 2100 1147 100 U2 Turbine/Generator Full Power
03/16/04 2200 1147 100 U2 Turbine/Generator Full Power
03/16/04 2300 1147 100 U2 Turbine/Generator Full Power
03/16/04 2400 1147 99.9 U2 Turbine/Generator Full Power
03/17/04 0100 1146 100 U2 Turbine/Generator Full Power
03/17/04 0200 1146 99.9 U2 Turbine/Generator Full Power
03/17/04 0300 1146 100 U2 Turbine/Generator Full Power
03/17/04 0400 1146 100 U2 Turbine/Generator Full Power
03/17/04 0500 1147 100 U2 Turbine/Generator Full Power
03/17/04 0600 1147 100 U2 Turbine/Generator Full Power
03/17/04 0700 1147 100 U2 Turbine/Generator Full Power
03/17/04 0800 1147 99.9 U2 Turbine/Generator Full Power
03/17/04 0900 1147 100 U2 Turbine/Generator Full Power
03/17/04 1000 1147 100 U2 Turbine/Generator Full Power
03/17/04 1100 1147 100 U2 Turbine/Generator Full Power
03/17/04 1200 1146 100 U2 Turbine/Generator Full Power
03/17/04 1300 1147 100 U2 Turbine/Generator Full Power
03/17/04 1400 1147 100 U2 Turbine/Generator Full Power
03/17/04 1500 1146 100 U2 Turbine/Generator Full Power
03/17/04 1600 1146 100 U2 Turbine/Generator Full Power
03/17/04 1700 1146 100 U2 Turbine/Generator Full Power
03/17/04 1800 1147 100 U2 Turbine/Generator Full Power
03/17/04 1900 1147 100 U2 Turbine/Generator Full Power
03/17/04 2000 1147 100 U2 Turbine/Generator Full Power
03/17/04 2100 1147 100 U2 Turbine/Generator Full Power
03/17/04 2200 1147 100 U2 Turbine/Generator Full Power
03/17/04 2300 1147 100 U2 Turbine/Generator Full Power
03/17/04 2400 1148 100 U2 Turbine/Generator Full Power
03/18/04 0100 1148 99.9 U2 Turbine/Generator Full Power
03/18/04 0200 1148 100 U2 Turbine/Generator Full Power
03/18/04 0300 1148 100 U2 Turbine/Generator Full Power
03/18/04 0400 1148 100 U2 Turbine/Generator Full Power
03/18/04 0500 1148 100 U2 Turbine/Generator Full Power
03/18/04 0600 1148 100 U2 Turbine/Generator Full Power
03/18/04 0700 1148 100 U2 Turbine/Generator Full Power
03/18/04 0800 1147 99.9 U2 Turbine/Generator Full Power
03/18/04 0900 1148 100 U2 Turbine/Generator Full Power
03/18/04 1000 1148 99.9 U2 Turbine/Generator Full Power
03/18/04 1100 1148 100 U2 Turbine/Generator Full Power
03/18/04 1200 1147 100 U2 Turbine/Generator Full Power
03/18/04 1300 1147 99.9 U2 Turbine/Generator Full Power



03/18/04 1400 1146 99.9 U2 Turbine/Generator Full Power
03/18/04 1500 1147 100 U2 Turbine/Generator Full Power
03/18/04 1600 1146 100 U2 Turbine/Generator Full Power
03/18/04 1700 1147 99.9 U2 Turbine/Generator Full Power
03/18/04 1800 1148 99.9 U2 Turbine/Generator Full Power
03/18/04 1900 1147 100 U2 Turbine/Generator Full Power
03/18/04 2000 1147 99.9 U2 Turbine/Generator Full Power
03/18/04 2100 1147 99.9 U2 Turbine/Generator Full Power
03/18/04 2200 1147 99.9 U2 Turbine/Generator Full Power
03/18/04 2300 1148 99.9 U2 Turbine/Generator Full Power
03/18/04 2400 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 0100 1146 99.9 U2 Turbine/Generator Full Power
03/19/04 0200 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 0300 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 0400 1147 100 U2 Turbine/Generator Full Power
03/19/04 0500 1147 100 U2 Turbine/Generator Full Power
03/19/04 0600 1147 100 U2 Turbine/Generator Full Power
03/19/04 0700 1148 100 U2 Turbine/Generator Full Power
03/19/04 0800 1148 100 U2 Turbine/Generator Full Power
03/19/04 0900 1148 100 U2 Turbine/Generator Full Power
03/19/04 1000 1148 100 U2 Turbine/Generator Full Power
03/19/04 1100 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 1200 1148 99.9 U2 Turbine/Generator Full Power
03/19/04 1300 1148 99.9 U2 Turbine/Generator Full Power
03/19/04 1400 1147 100 U2 Turbine/Generator Full Power
03/19/04 1500 1148 100 U2 Turbine/Generator Full Power
03/19/04 1600 1148 100 U2 Turbine/Generator Full Power
03/19/04 1700 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 1800 1148 100 U2 Turbine/Generator Full Power
03/19/04 1900 1148 100 U2 Turbine/Generator Full Power
03/19/04 2000 1148 99.9 U2 Turbine/Generator Full Power
03/19/04 2100 1148 99.9 U2 Turbine/Generator Full Power
03/19/04 2200 1147 99.9 U2 Turbine/Generator Full Power
03/19/04 2300 1148 100 U2 Turbine/Generator Full Power
03/19/04 2400 1147 100 U2 Turbine/Generator Full Power
03/20/04 0100 1147 99.9 U2 Turbine/Generator Full Power
03/20/04 0200 1147 100 U2 Turbine/Generator Full Power
03/20/04 0300 1147 100 U2 Turbine/Generator Full Power
03/20/04 0400 1147 100 U2 Turbine/Generator Full Power
03/20/04 0500 1148 100 U2 Turbine/Generator Full Power
03/20/04 0600 1148 100 U2 Turbine/Generator Full Power
03/20/04 0700 1148 100 U2 Turbine/Generator Full Power
03/20/04 0800 1148 99.9 U2 Turbine/Generator Full Power
03/20/04 0900 1148 100 U2 Turbine/Generator Full Power
03/20/04 1000 1148 100 U2 Turbine/Generator Full Power
03/20/04 1100 1147 99.9 U2 Turbine/Generator Full Power
03/20/04 1200 1147 99.9 U2 Turbine/Generator Full Power
03/20/04 1300 1147 100 U2 Turbine/Generator Full Power
03/20/04 1400 1147 100 U2 Turbine/Generator Full Power
03/20/04 1500 1147 99.9 U2 Turbine/Generator Full Power
03/20/04 1600 1147 100 U2 Turbine/Generator Full Power
03/20/04 1700 1146 99.9 U2 Turbine/Generator Full Power
03/20/04 1800 1147 100 U2 Turbine/Generator Full Power
03/20/04 1900 1147 99.9 U2 Turbine/Generator Full Power
03/20/04 2000 1148 100 U2 Turbine/Generator Full Power



03/20/04 2100 1148 100 U2 Turbine/Generator Full Power
03/20/04 2200 1148 100 U2 Turbine/Generator Full Power
03/20/04 2300 1148 100 U2 Turbine/Generator Full Power
03/20/04 2400 1147 99.9 U2 Turbine/Generator Full Power
03/21/04 0100 1148 100 U2 Turbine/Generator Full Power
03/21/04 0200 1148 100 U2 Turbine/Generator Full Power
03/21/04 0300 1147 100 U2 Turbine/Generator Full Power
03/21/04 0400 1148 100 U2 Turbine/Generator Full Power
03/21/04 0500 1148 100 U2 Turbine/Generator Full Power
03/21/04 0600 1148 100 U2 Turbine/Generator Full Power
03/21/04 0700 1148 99.9 U2 Turbine/Generator Full Power
03/21/04 0800 1148 100 U2 Turbine/Generator Full Power
03/21/04 0900 1148 100 U2 Turbine/Generator Full Power
03/21/04 1000 1147 100 U2 Turbine/Generator Full Power
03/21/04 1100 1148 100 U2 Turbine/Generator Full Power
03/21/04 1200 1148 100 U2 Turbine/Generator Full Power
03/21/04 1300 1149 100 U2 Turbine/Generator Full Power
03/21/04 1400 1147 100 U2 Turbine/Generator Full Power
03/21/04 1500 1147 100 U2 Turbine/Generator Full Power
03/21/04 1600 1148 100 U2 Turbine/Generator Full Power
03/21/04 1700 1148 100 U2 Turbine/Generator Full Power
03/21/04 1800 1148 100 U2 Turbine/Generator Full Power
03/21/04 1900 1148 100 U2 Turbine/Generator Full Power
03/21/04 2000 1149 100 U2 Turbine/Generator Full Power
03/21/04 2100 1147 100 U2 Turbine/Generator Full Power
03/21/04 2200 1149 100 U2 Turbine/Generator Full Power
03/21/04 2300 1149 100 U2 Turbine/Generator Full Power
03/21/04 2400 1147 100 U2 Turbine/Generator Full Power
03/22/04 0100 1148 100 U2 Turbine/Generator Full Power
03/22/04 0200 1147 100 U2 Turbine/Generator Full Power
03/22/04 0300 1147 100 U2 Turbine/Generator Full Power
03/22/04 0400 1147 99.9 U2 Turbine/Generator Full Power
03/22/04 0500 1148 100 U2 Turbine/Generator Full Power
03/22/04 0600 1147 100 U2 Turbine/Generator Full Power
03/22/04 0700 1148 99.9 U2 Turbine/Generator Full Power
03/22/04 0800 1148 99.9 U2 Turbine/Generator Full Power
03/22/04 0900 1149 100 U2 Turbine/Generator Full Power
03/22/04 1000 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 1100 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 1200 1149 99.9 U2 Turbine/Generator Full Power
03/22/04 1300 1149 99.9 U2 Turbine/Generator Full Power
03/22/04 1400 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 1500 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 1600 1149 99.9 U2 Turbine/Generator Full Power
03/22/04 1700 1149 99.9 U2 Turbine/Generator Full Power
03/22/04 1800 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 1900 1150 99.9 U2 Turbine/Generator Full Power
03/22/04 2000 1150 100 U2 Turbine/Generator Full Power
03/22/04 2100 1150 100 U2 Turbine/Generator Full Power
03/22/04 2200 1150 100 U2 Turbine/Generator Full Power
03/22/04 2300 1150 100 U2 Turbine/Generator Full Power
03/22/04 2400 1151 100 U2 Turbine/Generator Full Power
03/23/04 0100 1150 99.9 U2 Turbine/Generator Full Power
03/23/04 0200 1150 99.9 U2 Turbine/Generator Full Power
03/23/04 0300 1150 100 U2 Turbine/Generator Full Power



03/23/04 0400 1150 100 U2 Turbine/Generator Full Power
03/23/04 0500 1150 100 U2 Turbine/Generator Full Power
03/23/04 0600 1150 100 U2 Turbine/Generator Full Power
03/23/04 0700 1149 99.9 U2 Turbine/Generator Full Power
03/23/04 0800 1150 100 U2 Turbine/Generator Full Power
03/23/04 0900 1150 99.9 U2 Turbine/Generator Full Power
03/23/04 1000 1150 100 U2 Turbine/Generator Full Power
03/23/04 1100 1150 100 U2 Turbine/Generator Full Power
03/23/04 1200 1150 100 U2 Turbine/Generator Full Power
03/23/04 1300 1149 100 U2 Turbine/Generator Full Power
03/23/04 1400 1149 100 U2 Turbine/Generator Full Power
03/23/04 1500 1150 99.9 U2 Turbine/Generator Full Power
03/23/04 1600 1149 99.9 U2 Turbine/Generator Full Power
03/23/04 1700 1150 100 U2 Turbine/Generator Full Power
03/23/04 1800 1150 100 U2 Turbine/Generator Full Power
03/23/04 1900 1150 100 U2 Turbine/Generator Full Power
03/23/04 2000 1151 99.9 U2 Turbine/Generator Full Power
03/23/04 2100 1152 99.9 U2 Turbine/Generator Full Power
03/23/04 2200 1152 100 U2 Turbine/Generator Full Power
03/23/04 2300 1152 100 U2 Turbine/Generator Full Power
03/23/04 2400 1152 99.9 U2 Turbine/Generator Full Power
03/24/04 0100 1152 100 U2 Turbine/Generator Full Power
03/24/04 0200 1152 100 U2 Turbine/Generator Full Power
03/24/04 0300 1152 100 U2 Turbine/Generator Full Power
03/24/04 0400 1152 100 U2 Turbine/Generator Full Power
03/24/04 0500 1151 100 U2 Turbine/Generator Full Power
03/24/04 0600 1151 100 U2 Turbine/Generator Full Power
03/24/04 0700 1151 100 U2 Turbine/Generator Full Power
03/24/04 0800 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 0900 1151 100 U2 Turbine/Generator Full Power
03/24/04 1000 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 1100 1151 100 U2 Turbine/Generator Full Power
03/24/04 1200 1151 100 U2 Turbine/Generator Full Power
03/24/04 1300 1150 100 U2 Turbine/Generator Full Power
03/24/04 1400 1150 100 U2 Turbine/Generator Full Power
03/24/04 1500 1150 100 U2 Turbine/Generator Full Power
03/24/04 1600 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 1700 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 1800 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 1900 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 2000 1151 100 U2 Turbine/Generator Full Power
03/24/04 2100 1151 100 U2 Turbine/Generator Full Power
03/24/04 2200 1151 99.9 U2 Turbine/Generator Full Power
03/24/04 2300 1151 100 U2 Turbine/Generator Full Power
03/24/04 2400 1151 100 U2 Turbine/Generator Full Power
03/25/04 0100 1151 100 U2 Turbine/Generator Full Power
03/25/04 0200 1151 99.9 U2 Turbine/Generator Full Power
03/25/04 0300 1151 100 U2 Turbine/Generator Full Power
03/25/04 0400 1151 99.9 U2 Turbine/Generator Full Power
03/25/04 0500 1151 100 U2 Turbine/Generator Full Power
03/25/04 0600 1151 100 U2 Turbine/Generator Full Power
03/25/04 0700 1151 99.9 U2 Turbine/Generator Full Power
03/25/04 0800 1151 100 U2 Turbine/Generator Full Power
03/25/04 0900 1150 100 U2 Turbine/Generator Full Power
03/25/04 1000 1150 100 U2 Turbine/Generator Full Power



03/25/04 1100 1150 100 U2 Turbine/Generator Full Power
03/25/04 1200 1151 100 U2 Turbine/Generator Full Power
03/25/04 1300 1149 100 U2 Turbine/Generator Full Power
03/25/04 1400 1149 99.9 U2 Turbine/Generator Full Power
03/25/04 1500 1149 99.9 U2 Turbine/Generator Full Power
03/25/04 1600 1150 99.9 U2 Turbine/Generator Full Power
03/25/04 1700 1149 99.9 U2 Turbine/Generator Full Power
03/25/04 1800 1148 99.9 U2 Turbine/Generator Full Power
03/25/04 1900 1148 99.9 U2 Turbine/Generator Full Power
03/25/04 2000 1149 99.9 U2 Turbine/Generator Full Power
03/25/04 2100 1149 99.8 U2 Turbine/Generator Full Power
03/25/04 2200 1149 99.9 U2 Turbine/Generator Full Power
03/25/04 2300 1149 99.8 U2 Turbine/Generator Full Power
03/25/04 2400 1149 99.9 U2 Turbine/Generator Full Power
03/26/04 0100 1149 99.9 U2 Turbine/Generator Full Power
03/26/04 0200 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 0300 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 0400 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 0500 1150 100 U2 Turbine/Generator Full Power
03/26/04 0600 1150 100 U2 Turbine/Generator Full Power
03/26/04 0700 1150 100 U2 Turbine/Generator Full Power
03/26/04 0800 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 0900 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 1000 1149 99.9 U2 Turbine/Generator Full Power
03/26/04 1100 1149 99.8 U2 Turbine/Generator Full Power
03/26/04 1200 1150 99.9 U2 Turbine/Generator Full Power
03/26/04 1300 1150 100 U2 Turbine/Generator Full Power
03/26/04 1400 1151 100 U2 Turbine/Generator Full Power
03/26/04 1500 1151 100 U2 Turbine/Generator Full Power
03/26/04 1600 1151 100 U2 Turbine/Generator Full Power
03/26/04 1700 1151 100 U2 Turbine/Generator Full Power
03/26/04 1800 1150 100 U2 Turbine/Generator Full Power
03/26/04 1900 1151 100 U2 Turbine/Generator Full Power
03/26/04 2000 1152 100 U2 Turbine/Generator Full Power
03/26/04 2100 1151 100 U2 Turbine/Generator Full Power
03/26/04 2200 1151 99.9 U2 Turbine/Generator Full Power
03/26/04 2300 1151 100 U2 Turbine/Generator Full Power
03/26/04 2400 1152 99.9 U2 Turbine/Generator Full Power
03/27/04 0100 1152 99.9 U2 Turbine/Generator Full Power
03/27/04 0200 1151 100 U2 Turbine/Generator Full Power
03/27/04 0300 1152 100 U2 Turbine/Generator Full Power
03/27/04 0400 1151 100 U2 Turbine/Generator Full Power
03/27/04 0500 1152 100 U2 Turbine/Generator Full Power
03/27/04 0600 1152 100 U2 Turbine/Generator Full Power
03/27/04 0700 1152 100 U2 Turbine/Generator Full Power
03/27/04 0800 1150 100 U2 Turbine/Generator Full Power
03/27/04 0900 1151 100 U2 Turbine/Generator Full Power
03/27/04 1000 1002 86.8 10:00 U2 Started rampdown for STP M-21C Main Turb Valve Testing
03/27/04 1100 980 85.9 11:09 U2 rampdown to 85% complete.
03/27/04 1200 973 85.3 U2 Holding at 85% for STP M-21C
03/27/04 1300 972 84.1 U2 Holding at 85% for STP M-21C
03/27/04 1400 966 83.8 U2 Holding at 85% for STP M-21C
03/27/04 1500 1003 85.1 U2 Holding at 85% for STP M-21C
03/27/04 1600 968 84.2 U2 Holding at 85% for STP M-21C
03/27/04 1700 969 83.9 17:03 U2 Started rampup to full power



03/27/04 1800 1065 91.2 U2 rampup to full power in progess
03/27/04 1900 1110 95.8 U2 rampup to full power in progess
03/27/04 2000 1115 96.6 U2 rampup to full power in progess
03/27/04 2100 1118 96.8 U2 rampup to full power in progess
03/27/04 2200 1133 99.1 22:21 U2 Turbine rampup HOLD due to Nozzle Fouling Factor reset
03/27/04 2300 1139 99.8 U2 rampup to Reactor full power continues.
03/27/04 2400 1139 99.9 U2 Reactor at 100%.  Turbine/Gen rampup continuing on HOLD.
03/28/04 0100 1141 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0200 1141 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0300 1141 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0400 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0500 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0600 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0700 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0800 1141 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 0900 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1000 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1100 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1200 1141 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1300 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1400 1141 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1500 1139 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1600 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1700 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1800 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 1900 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 2000 1139 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 2100 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 2200 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 2300 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/28/04 2400 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0100 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0200 1141 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0300 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0400 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0500 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0600 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0700 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0800 1140 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 0900 1140 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1000 1139 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1100 1139 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1200 1139 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1300 1138 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1400 1138 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1500 1138 99.9 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1600 1139 100 U2 Turbine/Gen ramp-up HOLD continues due to NFF.
03/29/04 1700 1139 99.9 17:29 U2 NFF reset per R-2B. 
03/29/04 1800 1139 99.1 18:37 U2 Turbine/Gen ramp-up to full power commenced.
03/29/04 1900 1144 99.6 U2 Turbine/Gen ramp-up to full power in progress.
03/29/04 2000 1145 99.7 U2 Turbine/Gen ramp-up to full power in progress.
03/29/04 2100 1148 100 U2 Turbine/Generator back at Full Power
03/29/04 2200 1148 99.9 U2 Turbine/Generator Full Power
03/29/04 2300 1148 100 U2 Turbine/Generator Full Power
03/29/04 2400 1148 100 U2 Turbine/Generator Full Power



03/30/04 0100 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 0200 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 0300 1148 100 U2 Turbine/Generator Full Power
03/30/04 0400 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 0500 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 0600 1148 100 U2 Turbine/Generator Full Power
03/30/04 0700 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 0800 1149 100 U2 Turbine/Generator Full Power
03/30/04 0900 1148 100 U2 Turbine/Generator Full Power
03/30/04 1000 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 1100 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 1200 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 1300 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 1400 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 1500 1147 100 U2 Turbine/Generator Full Power
03/30/04 1600 1147 99.8 U2 Turbine/Generator Full Power
03/30/04 1700 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 1800 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 1900 1147 99.8 U2 Turbine/Generator Full Power
03/30/04 2000 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 2100 1148 99.9 U2 Turbine/Generator Full Power
03/30/04 2200 1147 99.9 U2 Turbine/Generator Full Power
03/30/04 2300 1147 100 U2 Turbine/Generator Full Power
03/30/04 2400 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 0100 1147 99.9 U2 Turbine/Generator Full Power
03/31/04 0200 1147 99.9 U2 Turbine/Generator Full Power
03/31/04 0300 1147 99.9 U2 Turbine/Generator Full Power
03/31/04 0400 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 0500 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 0600 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 0700 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 0800 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 0900 1149 100 U2 Turbine/Generator Full Power
03/31/04 1000 1147 100 U2 Turbine/Generator Full Power
03/31/04 1100 1150 100 U2 Turbine/Generator Full Power
03/31/04 1200 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 1300 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 1400 1148 99.9 U2 Turbine/Generator Full Power
03/31/04 1500 1150 99.9 U2 Turbine/Generator Full Power
03/31/04 1600 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 1700 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 1800 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 1900 1149 100 U2 Turbine/Generator Full Power
03/31/04 2000 1147 99.9 U2 Turbine/Generator Full Power
03/31/04 2100 1149 99.9 U2 Turbine/Generator Full Power
03/31/04 2200 1150 99.9 U2 Turbine/Generator Full Power
03/31/04 2300 1150 99.9 U2 Turbine/Generator Full Power
03/31/04 2400 1149 99.9 U2 Turbine/Generator Full Power
04/01/04 0100 1149 99.9 U2 Turbine/Generator Full Power
04/01/04 0200 1150 100 U2 Turbine/Generator Full Power
04/01/04 0300 1150 100 U2 Turbine/Generator Full Power
04/01/04 0400 1149 100 U2 Turbine/Generator Full Power
04/01/04 0500 1150 100 U2 Turbine/Generator Full Power
04/01/04 0600 1150 100 U2 Turbine/Generator Full Power
04/01/04 0700 1150 99.9 U2 Turbine/Generator Full Power



04/01/04 0800 1150 100 U2 Turbine/Generator Full Power
04/01/04 0900 1150 99.9 U2 Turbine/Generator Full Power
04/01/04 1000 1150 100 U2 Turbine/Generator Full Power
04/01/04 1100 1150 99.9 U2 Turbine/Generator Full Power
04/01/04 1200 1150 100 U2 Turbine/Generator Full Power
04/01/04 1300 1150 99.9 U2 Turbine/Generator Full Power
04/01/04 1400 1149 100 U2 Turbine/Generator Full Power
04/01/04 1500 1150 100 U2 Turbine/Generator Full Power
04/01/04 1600 1150 100 U2 Turbine/Generator Full Power
04/01/04 1700 1149 99.9 U2 Turbine/Generator Full Power
04/01/04 1800 1150 99.9 U2 Turbine/Generator Full Power
04/01/04 1900 1150 99.9 U2 Turbine/Generator Full Power
04/01/04 2000 1149 99.9 U2 Turbine/Generator Full Power
04/01/04 2100 1149 100 U2 Turbine/Generator Full Power
04/01/04 2200 1150 100 U2 Turbine/Generator Full Power
04/01/04 2300 1150 100 U2 Turbine/Generator Full Power
04/01/04 2400 1150 100 U2 Turbine/Generator Full Power
04/02/04 0100 1150 99.9 U2 Turbine/Generator Full Power
04/02/04 0200 1150 100 U2 Turbine/Generator Full Power
04/02/04 0300 1150 100 U2 Turbine/Generator Full Power
04/02/04 0400 1150 100 U2 Turbine/Generator Full Power
04/02/04 0500 1150 100 U2 Turbine/Generator Full Power
04/02/04 0600 1150 100 U2 Turbine/Generator Full Power
04/02/04 0700 1150 100 U2 Turbine/Generator Full Power
04/02/04 0800 1149 99.9 U2 Turbine/Generator Full Power
04/02/04 0900 1149 100 U2 Turbine/Generator Full Power
04/02/04 1000 1149 100 U2 Turbine/Generator Full Power
04/02/04 1100 1149 100 U2 Turbine/Generator Full Power
04/02/04 1200 1148 100 U2 Turbine/Generator Full Power
04/02/04 1300 1148 100 U2 Turbine/Generator Full Power
04/02/04 1400 1149 100 U2 Turbine/Generator Full Power
04/02/04 1500 1149 99.9 U2 Turbine/Generator Full Power
04/02/04 1600 1149 100 U2 Turbine/Generator Full Power
04/02/04 1700 1149 100 U2 Turbine/Generator Full Power
04/02/04 1800 1150 100 U2 Turbine/Generator Full Power
04/02/04 1900 1150 100 U2 Turbine/Generator Full Power
04/02/04 2000 1149 100 U2 Turbine/Generator Full Power
04/02/04 2100 1149 100 U2 Turbine/Generator Full Power
04/02/04 2200 1150 100 U2 Turbine/Generator Full Power
04/02/04 2300 1149 100 U2 Turbine/Generator Full Power
04/02/04 2400 1149 100 U2 Turbine/Generator Full Power
04/03/04 0100 1149 99.9 U2 Turbine/Generator Full Power
04/03/04 0200 1149 100 U2 Turbine/Generator Full Power
04/03/04 0300 1149 100 U2 Turbine/Generator Full Power
04/03/04 0400 1149 100 U2 Turbine/Generator Full Power
04/03/04 0500 1149 99.9 U2 Turbine/Generator Full Power
04/03/04 0600 1150 100 U2 Turbine/Generator Full Power
04/03/04 0700 1150 100 U2 Turbine/Generator Full Power
04/03/04 0800 1149 100 U2 Turbine/Generator Full Power
04/03/04 0900 1149 100 U2 Turbine/Generator Full Power
04/03/04 1000 1148 100 U2 Turbine/Generator Full Power
04/03/04 1100 1148 100 U2 Turbine/Generator Full Power
04/03/04 1200 1148 100 U2 Turbine/Generator Full Power
04/03/04 1300 1148 100 U2 Turbine/Generator Full Power
04/03/04 1400 1148 100 U2 Turbine/Generator Full Power



04/03/04 1500 1148 100 U2 Turbine/Generator Full Power
04/03/04 1600 1148 99.9 U2 Turbine/Generator Full Power
04/03/04 1700 1148 100 U2 Turbine/Generator Full Power
04/03/04 1800 1149 100 U2 Turbine/Generator Full Power
04/03/04 1900 1149 100 U2 Turbine/Generator Full Power
04/03/04 2000 1149 100 U2 Turbine/Generator Full Power
04/03/04 2100 1150 99.9 U2 Turbine/Generator Full Power
04/03/04 2200 1149 99.9 U2 Turbine/Generator Full Power
04/03/04 2300 1150 100 U2 Turbine/Generator Full Power
04/03/04 2400 1150 99.9 U2 Turbine/Generator Full Power
04/04/04 0100 1149 100 U2 Turbine/Generator Full Power
04/04/04 0300 1149 100 U2 Turbine/Generator Full Power
04/04/04 0400 1149 99.9 U2 Turbine/Generator Full Power
04/04/04 0500 1149 100 U2 Turbine/Generator Full Power
04/04/04 0600 1149 100 U2 Turbine/Generator Full Power
04/04/04 0700 1149 99.9 U2 Turbine/Generator Full Power
04/04/04 0800 1150 99.9 U2 Turbine/Generator Full Power
04/04/04 0900 1149 100 U2 Turbine/Generator Full Power
04/04/04 1000 1148 100 U2 Turbine/Generator Full Power
04/04/04 1100 1148 100 U2 Turbine/Generator Full Power
04/04/04 1200 1148 100 U2 Turbine/Generator Full Power
04/04/04 1300 1148 100 U2 Turbine/Generator Full Power
04/04/04 1400 1147 100 U2 Turbine/Generator Full Power
04/04/04 1500 1147 99.9 U2 Turbine/Generator Full Power
04/04/04 1600 1147 100 U2 Turbine/Generator Full Power
04/04/04 1700 1147 99.9 U2 Turbine/Generator Full Power
04/04/04 1800 1149 99.9 U2 Turbine/Generator Full Power
04/04/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/04/04 2000 1149 99.9 U2 Turbine/Generator Full Power
04/04/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/04/04 2200 1148 99.9 U2 Turbine/Generator Full Power
04/04/04 2300 1149 99.9 U2 Turbine/Generator Full Power
04/04/04 2400 1149 100 U2 Turbine/Generator Full Power
04/05/04 0100 1149 99.9 U2 Turbine/Generator Full Power
04/05/04 0200 1149 99.9 U2 Turbine/Generator Full Power
04/05/04 0300 1149 100 U2 Turbine/Generator Full Power
04/05/04 0400 1149 99.9 U2 Turbine/Generator Full Power
04/05/04 0500 1149 100 U2 Turbine/Generator Full Power
04/05/04 0600 1149 100 U2 Turbine/Generator Full Power
04/05/04 0700 1149 100 U2 Turbine/Generator Full Power
04/05/04 0800 1149 100 U2 Turbine/Generator Full Power
04/05/04 0900 1149 100 U2 Turbine/Generator Full Power
04/05/04 1000 1149 100 U2 Turbine/Generator Full Power
04/05/04 1100 1149 99.9 U2 Turbine/Generator Full Power
04/05/04 1200 1148 100 U2 Turbine/Generator Full Power
04/05/04 1300 1148 99.9 U2 Turbine/Generator Full Power
04/05/04 1400 1147 99.9 U2 Turbine/Generator Full Power
04/05/04 1500 1150 100 U2 Turbine/Generator Full Power
04/05/04 1600 1148 99.9 U2 Turbine/Generator Full Power
04/05/04 1700 1148 100 U2 Turbine/Generator Full Power
04/05/04 1800 1148 99.9 U2 Turbine/Generator Full Power
04/05/04 1900 1148 100 U2 Turbine/Generator Full Power
04/05/04 2000 1148 99.9 U2 Turbine/Generator Full Power
04/05/04 2100 1148 100 U2 Turbine/Generator Full Power
04/05/04 2200 1148 99.9 U2 Turbine/Generator Full Power



04/05/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/05/04 2400 1147 100 U2 Turbine/Generator Full Power
04/06/04 0100 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 0200 1148 100 U2 Turbine/Generator Full Power
04/06/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/06/04 0400 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 0500 1148 100 U2 Turbine/Generator Full Power
04/06/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/06/04 0700 1147 100.9 U2 Turbine/Generator Full Power
04/06/04 0800 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 0900 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1000 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1100 1148 100 U2 Turbine/Generator Full Power
04/06/04 1200 1148 100 U2 Turbine/Generator Full Power
04/06/04 1300 1147 99.9 U2 Turbine/Generator Full Power
04/06/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1500 1148 100 U2 Turbine/Generator Full Power
04/06/04 1600 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1700 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1800 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 2000 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 2200 1149 99.9 U2 Turbine/Generator Full Power
04/06/04 2300 1148 99.9 U2 Turbine/Generator Full Power
04/06/04 2400 1149 99.9 U2 Turbine/Generator Full Power
04/07/04 0100 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 0200 1147 100 U2 Turbine/Generator Full Power
04/07/04 0300 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 0400 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 0500 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 0600 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 0700 1148 100 U2 Turbine/Generator Full Power
04/07/04 0800 1149 99.9 U2 Turbine/Generator Full Power
04/07/04 0900 1149 99.9 U2 Turbine/Generator Full Power
04/07/04 1000 1149 99.9 U2 Turbine/Generator Full Power
04/07/04 1100 1149 99.9 U2 Turbine/Generator Full Power
04/07/04 1200 1148 100 U2 Turbine/Generator Full Power
04/07/04 1300 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 1500 1148 100 U2 Turbine/Generator Full Power
04/07/04 1600 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 1700 1148 100 U2 Turbine/Generator Full Power
04/07/04 1800 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 2000 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 2200 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 2300 1148 99.9 U2 Turbine/Generator Full Power
04/07/04 2400 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 0100 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 0200 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 0300 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 0400 1147 99.9 U2 Turbine/Generator Full Power
04/08/04 0500 1148 99.9 U2 Turbine/Generator Full Power



04/08/04 0600 1149 99.9 U2 Turbine/Generator Full Power
04/08/04 0700 1149 100 U2 Turbine/Generator Full Power
04/08/04 0800 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 0900 1149 99.9 U2 Turbine/Generator Full Power
04/08/04 1000 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1100 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1200 1149 99.9 U2 Turbine/Generator Full Power
04/08/04 1300 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1500 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1600 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1700 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1800 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 2000 1148 100 U2 Turbine/Generator Full Power
04/08/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 2200 1148 99.9 U2 Turbine/Generator Full Power
04/08/04 2300 1147 100 U2 Turbine/Generator Full Power
04/08/04 2400 1148 99 U2 Turbine/Generator Full Power
04/09/04 0100 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 0200 1148 100 U2 Turbine/Generator Full Power
04/09/04 0300 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 0400 1147 99.9 U2 Turbine/Generator Full Power
04/09/04 0500 1149 99.9 U2 Turbine/Generator Full Power
04/09/04 0600 1148 100 U2 Turbine/Generator Full Power
04/09/04 0700 1148 100 U2 Turbine/Generator Full Power
04/09/04 0800 1148 100 U2 Turbine/Generator Full Power
04/09/04 0900 1148 100 U2 Turbine/Generator Full Power
04/09/04 1000 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 1100 1148 100 U2 Turbine/Generator Full Power
04/09/04 1200 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 1300 1148 100 U2 Turbine/Generator Full Power
04/09/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 1500 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 1600 1148 100 U2 Turbine/Generator Full Power
04/09/04 1700 1148 99.9 U2 Turbine/Generator Full Power
04/09/04 1800 1148 100 U2 Turbine/Generator Full Power
04/09/04 1900 1148 100 U2 Turbine/Generator Full Power
04/09/04 2000 1148 100 U2 Turbine/Generator Full Power
04/09/04 2100 1148 100 U2 Turbine/Generator Full Power
04/09/04 2200 1147 100 U2 Turbine/Generator Full Power
04/09/04 2300 1148 100 U2 Turbine/Generator Full Power
04/09/04 2400 1148 100 U2 Turbine/Generator Full Power
04/10/04 0100 1148 100 U2 Turbine/Generator Full Power
04/10/04 0200 1148 100 U2 Turbine/Generator Full Power
04/10/04 0300 1148 100 U2 Turbine/Generator Full Power
04/10/04 0400 1148 99.9 U2 Turbine/Generator Full Power
04/10/04 0500 1149 100 U2 Turbine/Generator Full Power
04/10/04 0600 1148 100 U2 Turbine/Generator Full Power
04/10/04 0700 1148 99.9 U2 Turbine/Generator Full Power
04/10/04 0800 1148 100 U2 Turbine/Generator Full Power
04/10/04 0900 1148 100 U2 Turbine/Generator Full Power
04/10/04 1000 1148 100 U2 Turbine/Generator Full Power
04/10/04 1100 1147 100 U2 Turbine/Generator Full Power
04/10/04 1200 1147 100 U2 Turbine/Generator Full Power



04/10/04 1300 1146 100 U2 Turbine/Generator Full Power
04/10/04 1400 1148 100 U2 Turbine/Generator Full Power
04/10/04 1500 1148 100 U2 Turbine/Generator Full Power
04/10/04 1600 1148 100 U2 Turbine/Generator Full Power
04/10/04 1700 1148 99.9 U2 Turbine/Generator Full Power
04/10/04 1800 1148 100 U2 Turbine/Generator Full Power
04/10/04 1900 1148 100 U2 Turbine/Generator Full Power
04/10/04 2000 1148 100 U2 Turbine/Generator Full Power
04/10/04 2100 1147 99.9 U2 Turbine/Generator Full Power
04/10/04 2200 1148 100 U2 Turbine/Generator Full Power
04/10/04 2300 1148 100 U2 Turbine/Generator Full Power
04/10/04 2400 1148 99.9 U2 Turbine/Generator Full Power
04/11/04 0100 1148 100 U2 Turbine/Generator Full Power
04/11/04 0200 1149 100 U2 Turbine/Generator Full Power
04/11/04 0300 1148 99.9 U2 Turbine/Generator Full Power
04/11/04 0400 1149 99.9 U2 Turbine/Generator Full Power
04/11/04 0500 1148 99.9 U2 Turbine/Generator Full Power
04/11/04 0600 1148 100 U2 Turbine/Generator Full Power
04/11/04 0700 1148 100 U2 Turbine/Generator Full Power
04/11/04 0800 1148 100 U2 Turbine/Generator Full Power
04/11/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 1000 1148 100 U2 Turbine/Generator Full Power
04/11/04 1100 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 1200 1148 99.9 U2 Turbine/Generator Full Power
04/11/04 1300 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 1400 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 1500 1147 100 U2 Turbine/Generator Full Power
04/11/04 1600 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 1700 1147 100 U2 Turbine/Generator Full Power
04/11/04 1800 1147 100 U2 Turbine/Generator Full Power
04/11/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/11/04 2000 1147 100 U2 Turbine/Generator Full Power
04/11/04 2100 1147 100 U2 Turbine/Generator Full Power
04/11/04 2200 1147 100 U2 Turbine/Generator Full Power
04/11/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/11/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/12/04 0100 1147 100 U2 Turbine/Generator Full Power
04/12/04 0200 1147 100 U2 Turbine/Generator Full Power
04/12/04 0300 1147 100 U2 Turbine/Generator Full Power
04/12/04 0400 1148 100 U2 Turbine/Generator Full Power
04/12/04 0500 1148 100 U2 Turbine/Generator Full Power
04/12/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/12/04 0700 1148 100 U2 Turbine/Generator Full Power
04/12/04 0800 1147 100 U2 Turbine/Generator Full Power
04/12/04 0900 1148 100 U2 Turbine/Generator Full Power
04/12/04 1000 1147 100 U2 Turbine/Generator Full Power
04/12/04 1100 1147 100 U2 Turbine/Generator Full Power
04/12/04 1200 1147 100 U2 Turbine/Generator Full Power
04/12/04 1300 1147 100 U2 Turbine/Generator Full Power
04/12/04 1400 1148 100 U2 Turbine/Generator Full Power
04/12/04 1500 1147 100 U2 Turbine/Generator Full Power
04/12/04 1600 1148 100 U2 Turbine/Generator Full Power
04/12/04 1700 1148 100 U2 Turbine/Generator Full Power
04/12/04 1800 1148 100 U2 Turbine/Generator Full Power
04/12/04 1900 1148 100 U2 Turbine/Generator Full Power



04/12/04 2000 1148 100 U2 Turbine/Generator Full Power
04/12/04 2100 1148 100 U2 Turbine/Generator Full Power
04/12/04 2200 1148 100 U2 Turbine/Generator Full Power
04/12/04 2300 1148 100 U2 Turbine/Generator Full Power
04/12/04 2400 1148 100 U2 Turbine/Generator Full Power
04/13/04 0100 1148 100 U2 Turbine/Generator Full Power
04/13/04 0200 1148 100 U2 Turbine/Generator Full Power
04/13/04 0300 1148 100 U2 Turbine/Generator Full Power
04/13/04 0400 1149 100 U2 Turbine/Generator Full Power
04/13/04 0500 1148 100 U2 Turbine/Generator Full Power
04/13/04 0600 1148 100 U2 Turbine/Generator Full Power
04/13/04 0700 1148 100 U2 Turbine/Generator Full Power
04/13/04 0800 1148 100 U2 Turbine/Generator Full Power
04/13/04 0900 1148 100 U2 Turbine/Generator Full Power
04/13/04 1000 1148 100 U2 Turbine/Generator Full Power
04/13/04 1100 1148 100 U2 Turbine/Generator Full Power
04/13/04 1200 1147 100 U2 Turbine/Generator Full Power
04/13/04 1300 1147 100 U2 Turbine/Generator Full Power
04/13/04 1400 1148 100 U2 Turbine/Generator Full Power
04/13/04 1500 1147 100 U2 Turbine/Generator Full Power
04/13/04 1600 1148 100 U2 Turbine/Generator Full Power
04/13/04 1700 1148 100 U2 Turbine/Generator Full Power
04/13/04 1800 1148 100 U2 Turbine/Generator Full Power
04/13/04 1900 1148 100 U2 Turbine/Generator Full Power
04/13/04 2000 1148 100 U2 Turbine/Generator Full Power
04/13/04 2100 1148 100 U2 Turbine/Generator Full Power
04/13/04 2200 1148 100 U2 Turbine/Generator Full Power
04/13/04 2300 1148 100 U2 Turbine/Generator Full Power
04/13/04 2400 1148 100 U2 Turbine/Generator Full Power
04/14/04 0100 1148 100 U2 Turbine/Generator Full Power
04/14/04 0200 1148 100 U2 Turbine/Generator Full Power
04/14/04 0300 1148 100 U2 Turbine/Generator Full Power
04/14/04 0400 1148 100 U2 Turbine/Generator Full Power
04/14/04 0500 1148 100 U2 Turbine/Generator Full Power
04/14/04 0600 1148 99.9 U2 Turbine/Generator Full Power
04/14/04 0700 1148 100 U2 Turbine/Generator Full Power
04/14/04 0800 1148 100 U2 Turbine/Generator Full Power
04/14/04 0900 1148 100 U2 Turbine/Generator Full Power
04/14/04 1000 1148 100 U2 Turbine/Generator Full Power
04/14/04 1100 1148 100 U2 Turbine/Generator Full Power
04/14/04 1200 1148 100 U2 Turbine/Generator Full Power
04/14/04 1300 1147 100 U2 Turbine/Generator Full Power
04/14/04 1400 1148 100 U2 Turbine/Generator Full Power
04/14/04 1500 1148 100 U2 Turbine/Generator Full Power
04/14/04 1600 1147 100 U2 Turbine/Generator Full Power
04/14/04 1700 1147 100 U2 Turbine/Generator Full Power
04/14/04 1800 1147 100 U2 Turbine/Generator Full Power
04/14/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/14/04 2000 1148 100 U2 Turbine/Generator Full Power
04/14/04 2100 1147 99.9 U2 Turbine/Generator Full Power
04/14/04 2200 1147 100 U2 Turbine/Generator Full Power
04/14/04 2300 1147 100 U2 Turbine/Generator Full Power
04/14/04 2400 1147 100 U2 Turbine/Generator Full Power
04/15/04 0100 1147 100 U2 Turbine/Generator Full Power
04/15/04 0200 1147 100 U2 Turbine/Generator Full Power



04/15/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/15/04 0400 1147 99.9 U2 Turbine/Generator Full Power
04/15/04 0500 1147 100 U2 Turbine/Generator Full Power
04/15/04 0600 1147 100 U2 Turbine/Generator Full Power
04/15/04 0700 1147 99.9 U2 Turbine/Generator Full Power
04/15/04 0800 1147 100 U2 Turbine/Generator Full Power
04/15/04 0900 1148 100 U2 Turbine/Generator Full Power
04/15/04 1000 1148 100 U2 Turbine/Generator Full Power
04/15/04 1100 1148 99.9 U2 Turbine/Generator Full Power
04/15/04 1200 1148 99.9 U2 Turbine/Generator Full Power
04/15/04 1300 1147 100 U2 Turbine/Generator Full Power
04/15/04 1400 1148 100 U2 Turbine/Generator Full Power
04/15/04 1500 1148 100 U2 Turbine/Generator Full Power
04/15/04 1600 1147 99.9 U2 Turbine/Generator Full Power
04/15/04 1700 1148 100.1 U2 Turbine/Generator Full Power
04/15/04 1800 1148 100 U2 Turbine/Generator Full Power
04/15/04 1900 1148 100 U2 Turbine/Generator Full Power
04/15/04 2000 1147 100 U2 Turbine/Generator Full Power
04/15/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/15/04 2200 1148 100 U2 Turbine/Generator Full Power
04/15/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/15/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0100 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0200 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0400 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0500 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 0700 1147 100 U2 Turbine/Generator Full Power
04/16/04 0800 1147 100 U2 Turbine/Generator Full Power
04/16/04 0900 1147 100 U2 Turbine/Generator Full Power
04/16/04 1000 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 1100 1147 100 U2 Turbine/Generator Full Power
04/16/04 1200 1147 100 U2 Turbine/Generator Full Power
04/16/04 1300 1147 100 U2 Turbine/Generator Full Power
04/16/04 1400 1147 100 U2 Turbine/Generator Full Power
04/16/04 1500 1146 100 U2 Turbine/Generator Full Power
04/16/04 1600 1146 100 U2 Turbine/Generator Full Power
04/16/04 1700 1147 99.9 U2 Turbine/Generator Full Power
04/16/04 1800 1147 100 U2 Turbine/Generator Full Power
04/16/04 1900 1147 100 U2 Turbine/Generator Full Power
04/16/04 2000 1147 100 U2 Turbine/Generator Full Power
04/16/04 2100 1147 100 U2 Turbine/Generator Full Power
04/16/04 2200 1148 99.9 U2 Turbine/Generator Full Power
04/16/04 2300 1148 100 U2 Turbine/Generator Full Power
04/16/04 2400 1148 100 U2 Turbine/Generator Full Power
04/17/04 0100 1148 99.9 U2 Turbine/Generator Full Power
04/17/04 0200 1147 100 U2 Turbine/Generator Full Power
04/17/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 0400 1148 100 U2 Turbine/Generator Full Power
04/17/04 0500 1148 100 U2 Turbine/Generator Full Power
04/17/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 0700 1148 100 U2 Turbine/Generator Full Power
04/17/04 0800 1148 99.9 U2 Turbine/Generator Full Power
04/17/04 0900 1148 99.9 U2 Turbine/Generator Full Power



04/17/04 1000 1148 99.9 U2 Turbine/Generator Full Power
04/17/04 1100 1148 99.9 U2 Turbine/Generator Full Power
04/17/04 1200 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 1300 1147 100 U2 Turbine/Generator Full Power
04/17/04 1400 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 1500 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 1600 1146 99.9 U2 Turbine/Generator Full Power
04/17/04 1700 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 1800 1147 100 U2 Turbine/Generator Full Power
04/17/04 1900 1147 99.9 U2 Turbine/Generator Full Power
04/17/04 2000 1147 100 U2 Turbine/Generator Full Power
04/17/04 2100 1148 100 U2 Turbine/Generator Full Power
04/17/04 2200 1148 100 U2 Turbine/Generator Full Power
04/17/04 2300 1147 100 U2 Turbine/Generator Full Power
04/17/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/18/04 0100 1147 99.9 U2 Turbine/Generator Full Power
04/18/04 0200 1147 99.9 U2 Turbine/Generator Full Power
04/18/04 0300 1148 100 U2 Turbine/Generator Full Power
04/18/04 0400 1148 100 U2 Turbine/Generator Full Power
04/18/04 0500 1148 100 U2 Turbine/Generator Full Power
04/18/04 0600 1148 100 U2 Turbine/Generator Full Power
04/18/04 0700 1147 100 U2 Turbine/Generator Full Power
04/18/04 0800 1148 99.9 U2 Turbine/Generator Full Power
04/18/04 0900 1148 100 U2 Turbine/Generator Full Power
04/18/04 1000 1148 100 U2 Turbine/Generator Full Power
04/18/04 1100 1148 100 U2 Turbine/Generator Full Power
04/18/04 1200 1148 100 U2 Turbine/Generator Full Power
04/18/04 1300 1148 100 U2 Turbine/Generator Full Power
04/18/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/18/04 1500 1147 99.9 U2 Turbine/Generator Full Power
04/18/04 1600 1147 100 U2 Turbine/Generator Full Power
04/18/04 1700 1147 100 U2 Turbine/Generator Full Power
04/18/04 1800 1147 100 U2 Turbine/Generator Full Power
04/18/04 1900 1147 100 U2 Turbine/Generator Full Power
04/18/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/18/04 2100 1146 100 U2 Turbine/Generator Full Power
04/18/04 2200 1147 100 U2 Turbine/Generator Full Power
04/18/04 2300 1148 100 U2 Turbine/Generator Full Power
04/18/04 2400 1147 100 U2 Turbine/Generator Full Power
04/19/04 0100 1147 99.9 U2 Turbine/Generator Full Power
04/19/04 0200 1147 100 U2 Turbine/Generator Full Power
04/19/04 0300 1148 100 U2 Turbine/Generator Full Power
04/19/04 0400 1148 100 U2 Turbine/Generator Full Power
04/19/04 0500 1148 99.9 U2 Turbine/Generator Full Power
04/19/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/19/04 0700 1148 100 U2 Turbine/Generator Full Power
04/19/04 0800 1148 100 U2 Turbine/Generator Full Power
04/19/04 0900 1148 100 U2 Turbine/Generator Full Power
04/19/04 1000 1148 100 U2 Turbine/Generator Full Power
04/19/04 1100 1148 100 U2 Turbine/Generator Full Power
04/19/04 1200 1148 99.9 U2 Turbine/Generator Full Power
04/19/04 1300 1148 100 U2 Turbine/Generator Full Power
04/19/04 1400 1148 99.9 U2 Turbine/Generator Full Power
04/19/04 1500 1147 100 U2 Turbine/Generator Full Power
04/19/04 1600 1147 99.9 U2 Turbine/Generator Full Power



04/19/04 1700 1146 100 U2 Turbine/Generator Full Power
04/19/04 1800 1147 99.9 U2 Turbine/Generator Full Power
04/19/04 1900 1147 100 U2 Turbine/Generator Full Power
04/19/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/19/04 2100 1148 100 U2 Turbine/Generator Full Power
04/19/04 2200 1148 100 U2 Turbine/Generator Full Power
04/19/04 2300 1148 100 U2 Turbine/Generator Full Power
04/19/04 2400 1149 100 U2 Turbine/Generator Full Power
04/20/04 0100 1148 100 U2 Turbine/Generator Full Power
04/20/04 0200 1147 100 U2 Turbine/Generator Full Power
04/20/04 0300 1147 100 U2 Turbine/Generator Full Power
04/20/04 0400 1147 100 U2 Turbine/Generator Full Power
04/20/04 0500 1148 100 U2 Turbine/Generator Full Power
04/20/04 0600 1148 100 U2 Turbine/Generator Full Power
04/20/04 0700 1147 100 U2 Turbine/Generator Full Power
04/20/04 0800 1148 100 U2 Turbine/Generator Full Power
04/20/04 0900 1147 100 U2 Turbine/Generator Full Power
04/20/04 1000 1148 100 U2 Turbine/Generator Full Power
04/20/04 1100 1148 99.9 U2 Turbine/Generator Full Power
04/20/04 1200 1148 100 U2 Turbine/Generator Full Power
04/20/04 1300 1148 99.9 U2 Turbine/Generator Full Power
04/20/04 1400 1148 100 U2 Turbine/Generator Full Power
04/20/04 1500 1147 100 U2 Turbine/Generator Full Power
04/20/04 1600 1147 99.9 U2 Turbine/Generator Full Power
04/20/04 1700 1147 99.9 U2 Turbine/Generator Full Power
04/20/04 1800 1147 99.9 U2 Turbine/Generator Full Power
04/20/04 1900 1148 100 U2 Turbine/Generator Full Power
04/20/04 2000 1147 100 U2 Turbine/Generator Full Power
04/20/04 2100 1148 100 U2 Turbine/Generator Full Power
04/20/04 2200 1148 100 U2 Turbine/Generator Full Power
04/20/04 2300 1148 100 U2 Turbine/Generator Full Power
04/20/04 2400 1148 100 U2 Turbine/Generator Full Power
04/21/04 0100 1148 100 U2 Turbine/Generator Full Power
04/21/04 0200 1148 100 U2 Turbine/Generator Full Power
04/21/04 0300 1148 100 U2 Turbine/Generator Full Power
04/21/04 0400 1148 100 U2 Turbine/Generator Full Power
04/21/04 0500 1148 100 U2 Turbine/Generator Full Power
04/21/04 0600 1148 100 U2 Turbine/Generator Full Power
04/21/04 0700 1148 100 U2 Turbine/Generator Full Power
04/21/04 0800 1148 100 U2 Turbine/Generator Full Power
04/21/04 0900 1147 100 U2 Turbine/Generator Full Power
04/21/04 1000 1148 100 U2 Turbine/Generator Full Power
04/21/04 1100 1148 100 U2 Turbine/Generator Full Power
04/21/04 1200 1148 100 U2 Turbine/Generator Full Power
04/21/04 1300 1148 100 U2 Turbine/Generator Full Power
04/21/04 1400 1148 100 U2 Turbine/Generator Full Power
04/21/04 1500 1148 99.9 U2 Turbine/Generator Full Power
04/21/04 1600 1147 100 U2 Turbine/Generator Full Power
04/21/04 1700 1147 100 U2 Turbine/Generator Full Power
04/21/04 1800 1147 100 U2 Turbine/Generator Full Power
04/21/04 1900 1148 100 U2 Turbine/Generator Full Power
04/21/04 2000 1147 100 U2 Turbine/Generator Full Power
04/21/04 2100 1148 100 U2 Turbine/Generator Full Power
04/21/04 2200 1147 100 U2 Turbine/Generator Full Power
04/21/04 2300 1147 100 U2 Turbine/Generator Full Power



04/21/04 2400 1148 99.9 U2 Turbine/Generator Full Power
04/22/04 0100 1148 100 U2 Turbine/Generator Full Power
04/22/04 0200 1148 100 U2 Turbine/Generator Full Power
04/22/04 0300 1148 100 U2 Turbine/Generator Full Power
04/22/04 0400 1148 100 U2 Turbine/Generator Full Power
04/22/04 0500 1148 100 U2 Turbine/Generator Full Power
04/22/04 0600 1148 100 U2 Turbine/Generator Full Power
04/22/04 0700 1148 100 U2 Turbine/Generator Full Power
04/22/04 0800 1148 100 U2 Turbine/Generator Full Power
04/22/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/22/04 1000 1148 100 U2 Turbine/Generator Full Power
04/22/04 1100 1147 100 U2 Turbine/Generator Full Power
04/22/04 1200 1147 100 U2 Turbine/Generator Full Power
04/22/04 1300 1148 100 U2 Turbine/Generator Full Power
04/22/04 1400 1147 99.9 U2 Turbine/Generator Full Power
04/22/04 1500 1147 100 U2 Turbine/Generator Full Power
04/22/04 1600 1147 100 U2 Turbine/Generator Full Power
04/22/04 1700 1148 100 U2 Turbine/Generator Full Power
04/22/04 1800 1148 100 U2 Turbine/Generator Full Power
04/22/04 1900 1147 99.9 U2 Turbine/Generator Full Power
04/22/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/22/04 2100 1148 99.9 U2 Turbine/Generator Full Power
04/22/04 2200 1147 100 U2 Turbine/Generator Full Power
04/22/04 2300 1147 100 U2 Turbine/Generator Full Power
04/22/04 2400 1148 100 U2 Turbine/Generator Full Power
04/23/04 0100 1148 100 U2 Turbine/Generator Full Power
04/23/04 0200 1148 100 U2 Turbine/Generator Full Power
04/23/04 0300 1148 100 U2 Turbine/Generator Full Power
04/23/04 0400 1149 100 U2 Turbine/Generator Full Power
04/23/04 0500 1148 100 U2 Turbine/Generator Full Power
04/23/04 0600 1148 100 U2 Turbine/Generator Full Power
04/23/04 0700 1148 100 U2 Turbine/Generator Full Power
04/23/04 0800 1147 100 U2 Turbine/Generator Full Power
04/23/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/23/04 1000 1147 100 U2 Turbine/Generator Full Power
04/23/04 1100 1147 100 U2 Turbine/Generator Full Power
04/23/04 1200 1147 100 U2 Turbine/Generator Full Power
04/23/04 1300 1147 100 U2 Turbine/Generator Full Power
04/23/04 1400 1148 100 U2 Turbine/Generator Full Power
04/23/04 1500 1147 100 U2 Turbine/Generator Full Power
04/23/04 1600 1147 100 U2 Turbine/Generator Full Power
04/23/04 1700 1147 100 U2 Turbine/Generator Full Power
04/23/04 1800 1147 100 U2 Turbine/Generator Full Power
04/23/04 1900 1147 100 U2 Turbine/Generator Full Power
04/23/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/23/04 2100 1147 100 U2 Turbine/Generator Full Power
04/23/04 2200 1147 100 U2 Turbine/Generator Full Power
04/23/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/23/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 0100 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 0200 1147 100 U2 Turbine/Generator Full Power
04/24/04 0300 1147 100 U2 Turbine/Generator Full Power
04/24/04 0400 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 0500 1147 100 U2 Turbine/Generator Full Power
04/24/04 0600 1147 99.9 U2 Turbine/Generator Full Power



04/24/04 0700 1148 100 U2 Turbine/Generator Full Power
04/24/04 0800 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 0900 1147 100 U2 Turbine/Generator Full Power
04/24/04 1000 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 1100 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 1200 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 1300 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 1400 1146 99.9 U2 Turbine/Generator Full Power
04/24/04 1500 1147 100 U2 Turbine/Generator Full Power
04/24/04 1600 1147 100 U2 Turbine/Generator Full Power
04/24/04 1700 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 1800 1148 100 U2 Turbine/Generator Full Power
04/24/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/24/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 2100 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 2200 1148 100 U2 Turbine/Generator Full Power
04/24/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/24/04 2400 1148 99.9 U2 Turbine/Generator Full Power
04/25/04 0100 1148 100 U2 Turbine/Generator Full Power
04/25/04 0200 1147 99.9 U2 Turbine/Generator Full Power
04/25/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/25/04 0400 1148 99.9 U2 Turbine/Generator Full Power
04/25/04 0500 1148 99.9 U2 Turbine/Generator Full Power
04/25/04 0600 1148 100 U2 Turbine/Generator Full Power
04/25/04 0700 1148 100 U2 Turbine/Generator Full Power
04/25/04 0800 1148 100 U2 Turbine/Generator Full Power
04/25/04 0900 1148 100 U2 Turbine/Generator Full Power
04/25/04 1000 1148 100 U2 Turbine/Generator Full Power
04/25/04 1100 1147 99.9 U2 Turbine/Generator Full Power
04/25/04 1200 1147 100 U2 Turbine/Generator Full Power
04/25/04 1300 1147 100 U2 Turbine/Generator Full Power
04/25/04 1400 1147 100 U2 Turbine/Generator Full Power
04/25/04 1500 1147 100 U2 Turbine/Generator Full Power
04/25/04 1600 1146 100 U2 Turbine/Generator Full Power
04/25/04 1700 1147 100 U2 Turbine/Generator Full Power
04/25/04 1800 1146 99.9 U2 Turbine/Generator Full Power
04/25/04 1900 1147 100 U2 Turbine/Generator Full Power
04/25/04 2000 1148 99.9 U2 Turbine/Generator Full Power
04/25/04 2100 1148 100 U2 Turbine/Generator Full Power
04/25/04 2200 1148 99.9 U2 Turbine/Generator Full Power
04/25/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/25/04 2400 1148 100 U2 Turbine/Generator Full Power
04/26/04 0100 1147 100 U2 Turbine/Generator Full Power
04/26/04 0200 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 0300 1147 100 U2 Turbine/Generator Full Power
04/26/04 0400 1147 100 U2 Turbine/Generator Full Power
04/26/04 0500 1147 100 U2 Turbine/Generator Full Power
04/26/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 0700 1147 100 U2 Turbine/Generator Full Power
04/26/04 0800 1146 100 U2 Turbine/Generator Full Power
04/26/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 1000 1146 100 U2 Turbine/Generator Full Power
04/26/04 1100 1146 99.9 U2 Turbine/Generator Full Power
04/26/04 1200 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 1300 1146 100 U2 Turbine/Generator Full Power



04/26/04 1400 1146 100 U2 Turbine/Generator Full Power
04/26/04 1500 1146 99.9 U2 Turbine/Generator Full Power
04/26/04 1600 1147 100 U2 Turbine/Generator Full Power
04/26/04 1700 1147 100 U2 Turbine/Generator Full Power
04/26/04 1800 1147 100 U2 Turbine/Generator Full Power
04/26/04 1900 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 2000 1147 100 U2 Turbine/Generator Full Power
04/26/04 2100 1147 100 U2 Turbine/Generator Full Power
04/26/04 2200 1147 99.9 U2 Turbine/Generator Full Power
04/26/04 2300 1146 100 U2 Turbine/Generator Full Power
04/26/04 2400 1147 100 U2 Turbine/Generator Full Power
04/27/04 0100 1146 100 U2 Turbine/Generator Full Power
04/27/04 0200 1145 99.9 U2 Turbine/Generator Full Power
04/27/04 0300 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 0400 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 0500 1145 99.9 U2 Turbine/Generator Full Power
04/27/04 0600 1146 100 U2 Turbine/Generator Full Power
04/27/04 0700 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 0800 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 1000 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1100 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1200 1147 100 U2 Turbine/Generator Full Power
04/27/04 1300 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1400 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1500 1145 99.9 U2 Turbine/Generator Full Power
04/27/04 1600 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1700 1146 99.9 U2 Turbine/Generator Full Power
04/27/04 1800 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 1900 1148 99.9 U2 Turbine/Generator Full Power
04/27/04 2000 1147 100 U2 Turbine/Generator Full Power
04/27/04 2100 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 2200 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/27/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 0100 1146 99.9 U2 Turbine/Generator Full Power
04/28/04 0200 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 0300 1146 100 U2 Turbine/Generator Full Power
04/28/04 0400 1146 99.9 U2 Turbine/Generator Full Power
04/28/04 0500 1146 100 U2 Turbine/Generator Full Power
04/28/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 0700 1148 100 U2 Turbine/Generator Full Power
04/28/04 0800 1147 100 U2 Turbine/Generator Full Power
04/28/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 1000 1146 99.9 U2 Turbine/Generator Full Power
04/28/04 1100 1146 100 U2 Turbine/Generator Full Power
04/28/04 1200 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 1300 1146 99.9 U2 Turbine/Generator Full Power
04/28/04 1400 1146 100 U2 Turbine/Generator Full Power
04/28/04 1500 1146 99.9 U2 Turbine/Generator Full Power
04/28/04 1600 1146 100 U2 Turbine/Generator Full Power
04/28/04 1700 1146 100 U2 Turbine/Generator Full Power
04/28/04 1800 1146 100 U2 Turbine/Generator Full Power
04/28/04 1900 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 2000 1147 100 U2 Turbine/Generator Full Power



04/28/04 2100 1147 100 U2 Turbine/Generator Full Power
04/28/04 2200 1147 100 U2 Turbine/Generator Full Power
04/28/04 2300 1147 99.9 U2 Turbine/Generator Full Power
04/28/04 2400 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 0100 1146 99.9 U2 Turbine/Generator Full Power
04/29/04 0200 1141 100.5 U2 Turbine/Generator Full Power
04/29/04 0300 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 0400 1146 99.9 U2 Turbine/Generator Full Power
04/29/04 0500 1147 100 U2 Turbine/Generator Full Power
04/29/04 0600 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 0700 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 0800 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 0900 1147 100 U2 Turbine/Generator Full Power
04/29/04 1000 1147 100 U2 Turbine/Generator Full Power
04/29/04 1100 1148 100 U2 Turbine/Generator Full Power
04/29/04 1200 1146 100 U2 Turbine/Generator Full Power
04/29/04 1300 1147 100 U2 Turbine/Generator Full Power
04/29/04 1400 1146 100 U2 Turbine/Generator Full Power
04/29/04 1500 1146 100 U2 Turbine/Generator Full Power
04/29/04 1600 1146 100 U2 Turbine/Generator Full Power
04/29/04 1700 1148 100 U2 Turbine/Generator Full Power
04/29/04 1800 1147 99.9 U2 Turbine/Generator Full Power
04/29/04 1900 1147 100 U2 Turbine/Generator Full Power
04/29/04 2000 1147 100 U2 Turbine/Generator Full Power
04/29/04 2100 1147 100 U2 Turbine/Generator Full Power
04/29/04 2200 1147 100 U2 Turbine/Generator Full Power
04/29/04 2300 1147 100 U2 Turbine/Generator Full Power
04/29/04 2400 1146 100 U2 Turbine/Generator Full Power
04/30/04 0100 1146 100 U2 Turbine/Generator Full Power
04/30/04 0200 1146 100 U2 Turbine/Generator Full Power
04/30/04 0300 1146 100 U2 Turbine/Generator Full Power
04/30/04 0400 1146 100 U2 Turbine/Generator Full Power
04/30/04 0500 1146 100 U2 Turbine/Generator Full Power
04/30/04 0600 1146 99.9 U2 Turbine/Generator Full Power
04/30/04 0700 1147 100 U2 Turbine/Generator Full Power
04/30/04 0800 1147 100 U2 Turbine/Generator Full Power
04/30/04 0900 1147 99.9 U2 Turbine/Generator Full Power
04/30/04 1000 1147 100 U2 Turbine/Generator Full Power
04/30/04 1100 1147 100 U2 Turbine/Generator Full Power
04/30/04 1200 1146 100 U2 Turbine/Generator Full Power
04/30/04 1300 1146 100 U2 Turbine/Generator Full Power
04/30/04 1400 1146 100 U2 Turbine/Generator Full Power
04/30/04 1500 1146 100 U2 Turbine/Generator Full Power
04/30/04 1600 1147 100 U2 Turbine/Generator Full Power
04/30/04 1700 1147 100 U2 Turbine/Generator Full Power
04/30/04 1800 1147 100 U2 Turbine/Generator Full Power
04/30/04 1900 1147 100 U2 Turbine/Generator Full Power
04/30/04 2000 1147 99.9 U2 Turbine/Generator Full Power
04/30/04 2100 1147 100 U2 Turbine/Generator Full Power
04/30/04 2200 1147 100 U2 Turbine/Generator Full Power
04/30/04 2300 1147 100 U2 Turbine/Generator Full Power
04/30/04 2400 1147 100 U2 Turbine/Generator Full Power
05/01/04 0100 1146 100 U2 Turbine/Generator Full Power
05/01/04 0200 1146 100 U2 Turbine/Generator Full Power
05/01/04 0300 1146 100 U2 Turbine/Generator Full Power



05/01/04 0400 1146 99.9 U2 Turbine/Generator Full Power
05/01/04 0500 1146 99.9 U2 Turbine/Generator Full Power
05/01/04 0600 1147 100 U2 Turbine/Generator Full Power
05/01/04 0700 1147 100 U2 Turbine/Generator Full Power
05/01/04 0800 1147 99.9 U2 Turbine/Generator Full Power
05/01/04 0900 1148 100 U2 Turbine/Generator Full Power
05/01/04 1000 1148 100 U2 Turbine/Generator Full Power
05/01/04 1100 1147 100 U2 Turbine/Generator Full Power
05/01/04 1200 1147 100 U2 Turbine/Generator Full Power
05/01/04 1300 1146 100 U2 Turbine/Generator Full Power
05/01/04 1400 1146 100 U2 Turbine/Generator Full Power
05/01/04 1500 1146 100 U2 Turbine/Generator Full Power
05/01/04 1600 1146 100 U2 Turbine/Generator Full Power
05/01/04 1700 1146 99.9 U2 Turbine/Generator Full Power
05/01/04 1800 1147 100 U2 Turbine/Generator Full Power
05/01/04 1900 1147 100 U2 Turbine/Generator Full Power
05/01/04 2000 1147 100 U2 Turbine/Generator Full Power
05/01/04 2100 1147 100 U2 Turbine/Generator Full Power
05/01/04 2200 1147 100 U2 Turbine/Generator Full Power
05/01/04 2300 1148 100 U2 Turbine/Generator Full Power
05/01/04 2400 1148 100 U2 Turbine/Generator Full Power
05/02/04 0100 1147 100 U2 Turbine/Generator Full Power
05/02/04 0200 1146 100 U2 Turbine/Generator Full Power
05/02/04 0300 1146 100 U2 Turbine/Generator Full Power
05/02/04 0400 1146 100 U2 Turbine/Generator Full Power
05/02/04 0500 1147 100 U2 Turbine/Generator Full Power
05/02/04 0600 1147 100 U2 Turbine/Generator Full Power
05/02/04 0700 1148 100 U2 Turbine/Generator Full Power
05/02/04 0800 1148 100 U2 Turbine/Generator Full Power
05/02/04 0900 1147 100 U2 Turbine/Generator Full Power
05/02/04 1000 1147 100 U2 Turbine/Generator Full Power
05/02/04 1100 1148 100 U2 Turbine/Generator Full Power
05/02/04 1200 1148 100 U2 Turbine/Generator Full Power
05/02/04 1300 1146 100 U2 Turbine/Generator Full Power
05/02/04 1400 1147 100 U2 Turbine/Generator Full Power
05/02/04 1500 1148 100 U2 Turbine/Generator Full Power
05/02/04 1600 1146 100 U2 Turbine/Generator Full Power
05/02/04 1700 1146 100 U2 Turbine/Generator Full Power
05/02/04 1800 1146 100 U2 Turbine/Generator Full Power
05/02/04 1900 1146 100 U2 Turbine/Generator Full Power
05/02/04 2000 1146 100 U2 Turbine/Generator Full Power
05/02/04 2100 1146 100 U2 Turbine/Generator Full Power
05/02/04 2200 1146 100 U2 Turbine/Generator Full Power
05/02/04 2300 1146 100 U2 Turbine/Generator Full Power
05/02/04 2400 1146 99.9 U2 Turbine/Generator Full Power
05/03/04 0100 1146 100 U2 Turbine/Generator Full Power
05/03/04 0200 1146 100 U2 Turbine/Generator Full Power
05/03/04 0300 1146 100 U2 Turbine/Generator Full Power
05/03/04 0400 1145 100 U2 Turbine/Generator Full Power
05/03/04 0500 1146 100 U2 Turbine/Generator Full Power
05/03/04 0600 1146 100 U2 Turbine/Generator Full Power
05/03/04 0700 1147 100 U2 Turbine/Generator Full Power
05/03/04 0800 1147 100 U2 Turbine/Generator Full Power
05/03/04 0900 1147 100 U2 Turbine/Generator Full Power
05/03/04 1000 1147 100 U2 Turbine/Generator Full Power



05/03/04 1100 1146 100 U2 Turbine/Generator Full Power
05/03/04 1200 1147 100 U2 Turbine/Generator Full Power
05/03/04 1300 1147 99.9 U2 Turbine/Generator Full Power
05/03/04 1400 1147 100 U2 Turbine/Generator Full Power
05/03/04 1500 1147 100 U2 Turbine/Generator Full Power
05/03/04 1600 1146 100 U2 Turbine/Generator Full Power
05/03/04 1700 1146 100 U2 Turbine/Generator Full Power
05/03/04 1800 1146 100 U2 Turbine/Generator Full Power
05/03/04 1900 1146 100 U2 Turbine/Generator Full Power
05/03/04 2000 1146 99.9 U2 Turbine/Generator Full Power
05/03/04 2100 1147 100 U2 Turbine/Generator Full Power
05/03/04 2200 1147 100 U2 Turbine/Generator Full Power
05/03/04 2300 1147 100 U2 Turbine/Generator Full Power
05/03/04 2400 1147 100 U2 Turbine/Generator Full Power
05/04/04 0100 1147 99.9 U2 Turbine/Generator Full Power
05/04/04 0200 1147 100 U2 Turbine/Generator Full Power
05/04/04 0300 1147 100 U2 Turbine/Generator Full Power
05/04/04 0400 1146 100 U2 Turbine/Generator Full Power
05/04/04 0500 1146 99.9 U2 Turbine/Generator Full Power
05/04/04 0600 1146 100 U2 Turbine/Generator Full Power
05/04/04 0700 1146 100 U2 Turbine/Generator Full Power
05/04/04 0800 1146 100 U2 Turbine/Generator Full Power
05/04/04 0900 1145 100 U2 Turbine/Generator Full Power
05/04/04 1000 1145 100 U2 Turbine/Generator Full Power
05/04/04 1100 1144 100 U2 Turbine/Generator Full Power
05/04/04 1200 1145 100 U2 Turbine/Generator Full Power
05/04/04 1300 1145 100 U2 Turbine/Generator Full Power
05/04/04 1400 1145 100 U2 Turbine/Generator Full Power
05/04/04 1500 1145 100 U2 Turbine/Generator Full Power
05/04/04 1600 1145 100 U2 Turbine/Generator Full Power
05/04/04 1700 1140 100 U2 Turbine/Generator Full Power
05/04/04 1800 1140 100 U2 Turbine/Generator Full Power
05/04/04 1900 1140 100 U2 Turbine/Generator Full Power
05/04/04 2000 1138 100 U2 Turbine/Generator Full Power
05/04/04 2100 1145 99.9 U2 Turbine/Generator Full Power
05/04/04 2200 1146 99.8 U2 Turbine/Generator Full Power
05/04/04 2300 1146 99.9 U2 Turbine/Generator Full Power
05/04/04 2400 1146 100 U2 Turbine/Generator Full Power
05/05/04 0100 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 0200 1146 100 U2 Turbine/Generator Full Power
05/05/04 0300 1146 100 U2 Turbine/Generator Full Power
05/05/04 0400 1146 100 U2 Turbine/Generator Full Power
05/05/04 0500 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 0600 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 0700 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 0800 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 0900 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 1000 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 1200 1146 99.9 U2 Turbine/Generator Full Power
05/05/04 1300 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 1400 1145 100 U2 Turbine/Generator Full Power
05/05/04 1500 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 1600 1144 99.9 U2 Turbine/Generator Full Power
05/05/04 1700 1144 99.9 U2 Turbine/Generator Full Power



05/05/04 1800 1145 100 U2 Turbine/Generator Full Power
05/05/04 1900 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/05/04 2100 1144 99.9 U2 Turbine/Generator Full Power
05/05/04 2200 1145 99.9 U2 Turbine/Generator Full Power
05/05/04 2300 1146 100 U2 Turbine/Generator Full Power
05/05/04 2400 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0100 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0200 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0300 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0400 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0500 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 0600 1144 100 U2 Turbine/Generator Full Power
05/06/04 0700 1145 100 U2 Turbine/Generator Full Power
05/06/04 0800 1144 100 U2 Turbine/Generator Full Power
05/06/04 0900 1144 100 U2 Turbine/Generator Full Power
05/06/04 1000 1145 100 U2 Turbine/Generator Full Power
05/06/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/06/04 1200 1145 100 U2 Turbine/Generator Full Power
05/06/04 1300 1145 100 U2 Turbine/Generator Full Power
05/06/04 1400 1145 100 U2 Turbine/Generator Full Power
05/06/04 1500 1145 100 U2 Turbine/Generator Full Power
05/06/04 1600 1144 100 U2 Turbine/Generator Full Power
05/06/04 1700 1143 99.9 U2 Turbine/Generator Full Power
05/06/04 1800 1143 99.9 U2 Turbine/Generator Full Power
05/06/04 1900 1144 100 U2 Turbine/Generator Full Power
05/06/04 2000 1144 100 U2 Turbine/Generator Full Power
05/06/04 2100 1144 99.9 U2 Turbine/Generator Full Power
05/06/04 2200 1144 100 U2 Turbine/Generator Full Power
05/06/04 2300 1144 100 U2 Turbine/Generator Full Power
05/06/04 2400 1144 100 U2 Turbine/Generator Full Power
05/07/04 0100 1144 100 U2 Turbine/Generator Full Power
05/07/04 0200 1144 99.9 U2 Turbine/Generator Full Power
05/07/04 0300 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 0400 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 0500 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 0600 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 0700 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 0800 1145 100 U2 Turbine/Generator Full Power
05/07/04 0900 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 1000 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 1100 1145 100 U2 Turbine/Generator Full Power
05/07/04 1200 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 1300 1144 100 U2 Turbine/Generator Full Power
05/07/04 1400 1145 100 U2 Turbine/Generator Full Power
05/07/04 1500 1145 99.9 U2 Turbine/Generator Full Power
05/07/04 1600 1145 100 U2 Turbine/Generator Full Power
05/07/04 1700 1146 100 U2 Turbine/Generator Full Power
05/07/04 1800 1146 100 U2 Turbine/Generator Full Power
05/07/04 1900 1146 100 U2 Turbine/Generator Full Power
05/07/04 2000 1145 100 U2 Turbine/Generator Full Power
05/07/04 2100 1145 100 U2 Turbine/Generator Full Power
05/07/04 2200 1146 100 U2 Turbine/Generator Full Power
05/07/04 2300 1145 100 U2 Turbine/Generator Full Power
05/07/04 2400 1144 99.9 U2 Turbine/Generator Full Power



05/08/04 0100 1145 100 U2 Turbine/Generator Full Power
05/08/04 0200 1146 100 U2 Turbine/Generator Full Power
05/08/04 0300 1145 99.9 U2 Turbine/Generator Full Power
05/08/04 0400 1145 100 U2 Turbine/Generator Full Power
05/08/04 0500 1145 99.9 U2 Turbine/Generator Full Power
05/08/04 0600 1145 100 U2 Turbine/Generator Full Power
05/08/04 0700 1145 99.9 U2 Turbine/Generator Full Power
05/08/04 0800 1146 99.9 U2 Turbine/Generator Full Power
05/08/04 0900 1145 100 U2 Turbine/Generator Full Power
05/08/04 1000 1145 100 U2 Turbine/Generator Full Power
05/08/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/08/04 1200 1146 100 U2 Turbine/Generator Full Power
05/08/04 1300 1146 100 U2 Turbine/Generator Full Power
05/08/04 1400 1146 100 U2 Turbine/Generator Full Power
05/08/04 1500 1146 100 U2 Turbine/Generator Full Power
05/08/04 1600 1146 100 U2 Turbine/Generator Full Power
05/08/04 1700 1147 100 U2 Turbine/Generator Full Power
05/08/04 1800 1147 100 U2 Turbine/Generator Full Power
05/08/04 1900 1147 100 U2 Turbine/Generator Full Power
05/08/04 2000 1146 100 U2 Turbine/Generator Full Power
05/08/04 2100 1146 100 U2 Turbine/Generator Full Power
05/08/04 2200 1146 100 U2 Turbine/Generator Full Power
05/08/04 2300 1145 100 U2 Turbine/Generator Full Power
05/08/04 2400 1145 100 U2 Turbine/Generator Full Power
05/09/04 0100 1146 100 U2 Turbine/Generator Full Power
05/09/04 0200 1146 100 U2 Turbine/Generator Full Power
05/09/04 0300 1146 100 U2 Turbine/Generator Full Power
05/09/04 0400 1145 100 U2 Turbine/Generator Full Power
05/09/04 0500 1146 100 U2 Turbine/Generator Full Power
05/09/04 0600 1146 100 U2 Turbine/Generator Full Power
05/09/04 0700 1147 100 U2 Turbine/Generator Full Power
05/09/04 0800 1146 99.9 U2 Turbine/Generator Full Power
05/09/04 0900 1146 100 U2 Turbine/Generator Full Power
05/09/04 1000 1145 99.9 U2 Turbine/Generator Full Power
05/09/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/09/04 1200 1145 100 U2 Turbine/Generator Full Power
05/09/04 1300 1145 99.9 U2 Turbine/Generator Full Power
05/09/04 1400 1146 99.9 U2 Turbine/Generator Full Power
05/09/04 1500 1146 100 U2 Turbine/Generator Full Power
05/09/04 1600 1145 100 U2 Turbine/Generator Full Power
05/09/04 1700 1146 100 U2 Turbine/Generator Full Power
05/09/04 1800 1147 100 U2 Turbine/Generator Full Power
05/09/04 1900 1146 100 U2 Turbine/Generator Full Power
05/09/04 2000 1147 100 U2 Turbine/Generator Full Power
05/09/04 2100 1146 100 U2 Turbine/Generator Full Power
05/09/04 2200 1146 100 U2 Turbine/Generator Full Power
05/09/04 2300 1146 100 U2 Turbine/Generator Full Power
05/09/04 2400 1146 100 U2 Turbine/Generator Full Power
05/10/04 0100 1146 100 U2 Turbine/Generator Full Power
05/10/04 0200 1147 100 U2 Turbine/Generator Full Power
05/10/04 0300 1146 100 U2 Turbine/Generator Full Power
05/10/04 0400 1147 100 U2 Turbine/Generator Full Power
05/10/04 0500 1146 100 U2 Turbine/Generator Full Power
05/10/04 0600 1147 100 U2 Turbine/Generator Full Power
05/10/04 0700 1147 100 U2 Turbine/Generator Full Power



05/10/04 0800 1147 100 U2 Turbine/Generator Full Power
05/10/04 0900 1146 100 U2 Turbine/Generator Full Power
05/10/04 1000 1146 100 U2 Turbine/Generator Full Power
05/10/04 1100 1147 100 U2 Turbine/Generator Full Power
05/10/04 1200 1146 100 U2 Turbine/Generator Full Power
05/10/04 1300 1146 100 U2 Turbine/Generator Full Power
05/10/04 1400 1147 100 U2 Turbine/Generator Full Power
05/10/04 1500 1147 100 U2 Turbine/Generator Full Power
05/10/04 1600 1147 100 U2 Turbine/Generator Full Power
05/10/04 1700 1147 100 U2 Turbine/Generator Full Power
05/10/04 1800 1147 100 U2 Turbine/Generator Full Power
05/10/04 1900 1148 100 U2 Turbine/Generator Full Power
05/10/04 2000 1148 100 U2 Turbine/Generator Full Power
05/10/04 2100 1148 100 U2 Turbine/Generator Full Power
05/10/04 2200 1148 100 U2 Turbine/Generator Full Power
05/10/04 2300 1148 100 U2 Turbine/Generator Full Power
05/10/04 2400 1148 100 U2 Turbine/Generator Full Power
05/11/04 0100 1148 100 U2 Turbine/Generator Full Power
05/11/04 0200 1147 100 U2 Turbine/Generator Full Power
05/11/04 0300 1147 100 U2 Turbine/Generator Full Power
05/11/04 0400 1147 100 U2 Turbine/Generator Full Power
05/11/04 0500 1147 100 U2 Turbine/Generator Full Power
05/11/04 0600 1147 100 U2 Turbine/Generator Full Power
05/11/04 0700 1147 100 U2 Turbine/Generator Full Power
05/11/04 0800 1147 100 U2 Turbine/Generator Full Power
05/11/04 0900 1147 100 U2 Turbine/Generator Full Power
05/11/04 1000 1146 99.9 U2 Turbine/Generator Full Power
05/11/04 1100 1147 99.9 U2 Turbine/Generator Full Power
05/11/04 1200 1146 100 U2 Turbine/Generator Full Power
05/11/04 1300 1146 100 U2 Turbine/Generator Full Power
05/11/04 1400 1147 100 U2 Turbine/Generator Full Power
05/11/04 1500 1146 100 U2 Turbine/Generator Full Power
05/11/04 1600 1146 100 U2 Turbine/Generator Full Power
05/11/04 1700 1146 99.9 U2 Turbine/Generator Full Power
05/11/04 1800 1147 100 U2 Turbine/Generator Full Power
05/11/04 1900 1148 100 U2 Turbine/Generator Full Power
05/11/04 2000 1147 100 U2 Turbine/Generator Full Power
05/11/04 2100 1147 100 U2 Turbine/Generator Full Power
05/11/04 2200 1146 100 U2 Turbine/Generator Full Power
05/11/04 2300 1148 100 U2 Turbine/Generator Full Power
05/11/04 2400 1146 100 U2 Turbine/Generator Full Power
05/12/04 0100 1146 100 U2 Turbine/Generator Full Power
05/12/04 0200 1146 100 U2 Turbine/Generator Full Power
05/12/04 0300 1147 100 U2 Turbine/Generator Full Power
05/12/04 0400 1147 99.9 U2 Turbine/Generator Full Power
05/12/04 0500 1147 100 U2 Turbine/Generator Full Power
05/12/04 0600 1146 100 U2 Turbine/Generator Full Power
05/12/04 0700 1146 99.9 U2 Turbine/Generator Full Power
05/12/04 0800 1147 100 U2 Turbine/Generator Full Power
05/12/04 0900 1147 100 U2 Turbine/Generator Full Power
05/12/04 1000 1146 100 U2 Turbine/Generator Full Power
05/12/04 1100 1146 100 U2 Turbine/Generator Full Power
05/12/04 1200 1146 100 U2 Turbine/Generator Full Power
05/12/04 1300 1147 100 U2 Turbine/Generator Full Power
05/12/04 1400 1146 100 U2 Turbine/Generator Full Power



05/12/04 1500 1147 100 U2 Turbine/Generator Full Power
05/12/04 1600 1147 100 U2 Turbine/Generator Full Power
05/12/04 1700 1147 99.9 U2 Turbine/Generator Full Power
05/12/04 1800 1147 99.9 U2 Turbine/Generator Full Power
05/12/04 1900 1147 100 U2 Turbine/Generator Full Power
05/12/04 2000 1147 100 U2 Turbine/Generator Full Power
05/12/04 2100 1147 100 U2 Turbine/Generator Full Power
05/12/04 2200 1147 99.9 U2 Turbine/Generator Full Power
05/12/04 2300 1147 100 U2 Turbine/Generator Full Power
05/12/04 2400 1147 100 U2 Turbine/Generator Full Power
05/13/04 0100 1147 99.9 U2 Turbine/Generator Full Power
05/13/04 0200 1146 101 U2 Turbine/Generator Full Power
05/13/04 0300 1146 101 U2 Turbine/Generator Full Power
05/13/04 0400 1147 101.1 U2 Turbine/Generator Full Power
05/13/04 0500 1146 101 U2 Turbine/Generator Full Power
05/13/04 0600 1147 101 U2 Turbine/Generator Full Power
05/13/04 0700 1146 99.9 U2 Turbine/Generator Full Power
05/13/04 0800 1147 100 U2 Turbine/Generator Full Power
05/13/04 0900 1147 100 U2 Turbine/Generator Full Power
05/13/04 1000 1147 100 U2 Turbine/Generator Full Power
05/13/04 1100 1146 100 U2 Turbine/Generator Full Power
05/13/04 1200 1147 100 U2 Turbine/Generator Full Power
05/13/04 1300 1147 99.9 U2 Turbine/Generator Full Power
05/13/04 1400 1146 100 U2 Turbine/Generator Full Power
05/13/04 1500 1146 99.9 U2 Turbine/Generator Full Power
05/13/04 1600 1146 99.9 U2 Turbine/Generator Full Power
05/13/04 1700 1146 100 U2 Turbine/Generator Full Power
05/13/04 1800 1146 100 U2 Turbine/Generator Full Power
05/13/04 1900 1147 100 U2 Turbine/Generator Full Power
05/13/04 2000 1147 100 U2 Turbine/Generator Full Power
05/13/04 2100 1147 100 U2 Turbine/Generator Full Power
05/13/04 2200 1147 100 U2 Turbine/Generator Full Power
05/13/04 2300 1147 100 U2 Turbine/Generator Full Power
05/13/04 2400 1147 100 U2 Turbine/Generator Full Power
05/14/04 0100 1147 100 U2 Turbine/Generator Full Power
05/14/04 0200 1147 100 U2 Turbine/Generator Full Power
05/14/04 0300 1147 100 U2 Turbine/Generator Full Power
05/14/04 0400 1147 100 U2 Turbine/Generator Full Power
05/14/04 0500 1148 100 U2 Turbine/Generator Full Power
05/14/04 0600 1148 100 U2 Turbine/Generator Full Power
05/14/04 0700 1148 100 U2 Turbine/Generator Full Power
05/14/04 0800 1147 100 U2 Turbine/Generator Full Power
05/14/04 0900 1146 99.9 U2 Turbine/Generator Full Power
05/14/04 1000 1146 100 U2 Turbine/Generator Full Power
05/14/04 1100 1146 100 U2 Turbine/Generator Full Power
05/14/04 1200 1146 100 U2 Turbine/Generator Full Power
05/14/04 1300 1146 99.9 U2 Turbine/Generator Full Power
05/14/04 1400 1146 99.9 U2 Turbine/Generator Full Power
05/14/04 1500 1146 100 U2 Turbine/Generator Full Power
05/14/04 1600 1146 100 U2 Turbine/Generator Full Power
05/14/04 1700 1146 100 U2 Turbine/Generator Full Power
05/14/04 1800 1146 100 U2 Turbine/Generator Full Power
05/14/04 1900 1147 100 U2 Turbine/Generator Full Power
05/14/04 2000 1148 100 U2 Turbine/Generator Full Power
05/14/04 2100 1147 100 U2 Turbine/Generator Full Power



05/14/04 2200 1147 100 U2 Turbine/Generator Full Power
05/14/04 2300 1148 100 U2 Turbine/Generator Full Power
05/14/04 2400 1148 100 U2 Turbine/Generator Full Power
05/15/04 0100 1147 100 U2 Turbine/Generator Full Power
05/15/04 0200 1147 100 U2 Turbine/Generator Full Power
05/15/04 0300 1147 100 U2 Turbine/Generator Full Power
05/15/04 0400 1147 100 U2 Turbine/Generator Full Power
05/15/04 0500 1148 100 U2 Turbine/Generator Full Power
05/15/04 0600 1147 100 U2 Turbine/Generator Full Power
05/15/04 0700 1148 100 U2 Turbine/Generator Full Power
05/15/04 0800 1147 100 U2 Turbine/Generator Full Power
05/15/04 0900 1146 100 U2 Turbine/Generator Full Power
05/15/04 1000 1146 100 U2 Turbine/Generator Full Power
05/15/04 1100 1146 100 U2 Turbine/Generator Full Power
05/15/04 1200 1146 100 U2 Turbine/Generator Full Power
05/15/04 1300 1146 100 U2 Turbine/Generator Full Power
05/15/04 1400 1146 100 U2 Turbine/Generator Full Power
05/15/04 1500 1146 100 U2 Turbine/Generator Full Power
05/15/04 1600 1146 99.9 U2 Turbine/Generator Full Power
05/15/04 1700 1146 100 U2 Turbine/Generator Full Power
05/15/04 1800 1146 100 U2 Turbine/Generator Full Power
05/15/04 1900 1146 100 U2 Turbine/Generator Full Power
05/15/04 2000 1147 100 U2 Turbine/Generator Full Power
05/15/04 2100 1148 100 U2 Turbine/Generator Full Power
05/15/04 2200 1148 100 U2 Turbine/Generator Full Power
05/15/04 2300 1148 100 U2 Turbine/Generator Full Power
05/15/04 2400 1147 100 U2 Turbine/Generator Full Power
05/16/04 0100 1147 100 U2 Turbine/Generator Full Power
05/16/04 0200 1147 100 U2 Turbine/Generator Full Power
05/16/04 0300 1148 100 U2 Turbine/Generator Full Power
05/16/04 0400 1147 100 U2 Turbine/Generator Full Power
05/16/04 0500 1147 100 U2 Turbine/Generator Full Power
05/16/04 0600 1147 100 U2 Turbine/Generator Full Power
05/16/04 0700 1147 100 U2 Turbine/Generator Full Power
05/16/04 0800 1147 100 U2 Turbine/Generator Full Power
05/16/04 0900 1147 100 U2 Turbine/Generator Full Power
05/16/04 1000 1147 100 U2 Turbine/Generator Full Power
05/16/04 1100 1146 100 U2 Turbine/Generator Full Power
05/16/04 1200 1146 100 U2 Turbine/Generator Full Power
05/16/04 1300 1146 100 U2 Turbine/Generator Full Power
05/16/04 1400 1146 100 U2 Turbine/Generator Full Power
05/16/04 1500 1146 100 U2 Turbine/Generator Full Power
05/16/04 1600 1146 100 U2 Turbine/Generator Full Power
05/16/04 1700 1146 100 U2 Turbine/Generator Full Power
05/16/04 1800 1147 100 U2 Turbine/Generator Full Power
05/16/04 1900 1147 100 U2 Turbine/Generator Full Power
05/16/04 2000 1148 100 U2 Turbine/Generator Full Power
05/16/04 2100 1148 100 U2 Turbine/Generator Full Power
05/16/04 2200 1147 100 U2 Turbine/Generator Full Power
05/16/04 2300 1148 100 U2 Turbine/Generator Full Power
05/16/04 2400 1148 100 U2 Turbine/Generator Full Power
05/17/04 0100 1147 100 U2 Turbine/Generator Full Power
05/17/04 0200 1148 100 U2 Turbine/Generator Full Power
05/17/04 0300 1148 100 U2 Turbine/Generator Full Power
05/17/04 0400 1147 100 U2 Turbine/Generator Full Power



05/17/04 0500 1148 100 U2 Turbine/Generator Full Power
05/17/04 0600 1147 100 U2 Turbine/Generator Full Power
05/17/04 0700 1146 100 U2 Turbine/Generator Full Power
05/17/04 0800 1147 100 U2 Turbine/Generator Full Power
05/17/04 0900 1146 100 U2 Turbine/Generator Full Power
05/17/04 1000 1147 100 U2 Turbine/Generator Full Power
05/17/04 1100 1146 100 U2 Turbine/Generator Full Power
05/17/04 1200 1146 100 U2 Turbine/Generator Full Power
05/17/04 1300 1146 100 U2 Turbine/Generator Full Power
05/17/04 1400 1146 99.9 U2 Turbine/Generator Full Power
05/17/04 1500 1145 100 U2 Turbine/Generator Full Power
05/17/04 1600 1145 100 U2 Turbine/Generator Full Power
05/17/04 1700 1145 100 U2 Turbine/Generator Full Power
05/17/04 1800 1146 100 U2 Turbine/Generator Full Power
05/17/04 1900 1146 100 U2 Turbine/Generator Full Power
05/17/04 2000 1147 100 U2 Turbine/Generator Full Power
05/17/04 2100 1147 100 U2 Turbine/Generator Full Power
05/17/04 2200 1146 100 U2 Turbine/Generator Full Power
05/17/04 2300 1146 100 U2 Turbine/Generator Full Power
05/17/04 2400 1147 100 U2 Turbine/Generator Full Power
05/18/04 0100 1145 100 U2 Turbine/Generator Full Power
05/18/04 0200 1146 100 U2 Turbine/Generator Full Power
05/18/04 0300 1146 100 U2 Turbine/Generator Full Power
05/18/04 0400 1145 100 U2 Turbine/Generator Full Power
05/18/04 0500 1146 100 U2 Turbine/Generator Full Power
05/18/04 0600 1145 100 U2 Turbine/Generator Full Power
05/18/04 0700 1145 100 U2 Turbine/Generator Full Power
05/18/04 0800 1146 100 U2 Turbine/Generator Full Power
05/18/04 0900 1145 100 U2 Turbine/Generator Full Power
05/18/04 1000 1145 100 U2 Turbine/Generator Full Power
05/18/04 1100 1146 100 U2 Turbine/Generator Full Power
05/18/04 1200 1145 100 U2 Turbine/Generator Full Power
05/18/04 1300 1145 100 U2 Turbine/Generator Full Power
05/18/04 1400 1145 100 U2 Turbine/Generator Full Power
05/18/04 1500 1144 100 U2 Turbine/Generator Full Power
05/18/04 1600 1145 100 U2 Turbine/Generator Full Power
05/18/04 1700 1146 100 U2 Turbine/Generator Full Power
05/18/04 1800 1145 99.9 U2 Turbine/Generator Full Power
05/18/04 1900 1145 100 U2 Turbine/Generator Full Power
05/18/04 2000 1146 100 U2 Turbine/Generator Full Power
05/18/04 2100 1146 100 U2 Turbine/Generator Full Power
05/18/04 2200 1146 100 U2 Turbine/Generator Full Power
05/18/04 2300 1146 100 U2 Turbine/Generator Full Power
05/18/04 2400 1146 100 U2 Turbine/Generator Full Power
05/19/04 0100 1146 100 U2 Turbine/Generator Full Power
05/19/04 0200 1146 100 U2 Turbine/Generator Full Power
05/19/04 0300 1146 100 U2 Turbine/Generator Full Power
05/19/04 0400 1146 99.9 U2 Turbine/Generator Full Power
05/19/04 0500 1147 100 U2 Turbine/Generator Full Power
05/19/04 0600 1146 100 U2 Turbine/Generator Full Power
05/19/04 0700 1145 100 U2 Turbine/Generator Full Power
05/19/04 0800 1145 100 U2 Turbine/Generator Full Power
05/19/04 0900 1145 100 U2 Turbine/Generator Full Power
05/19/04 1000 1145 100 U2 Turbine/Generator Full Power
05/19/04 1100 1145 100 U2 Turbine/Generator Full Power



05/19/04 1200 1145 100 U2 Turbine/Generator Full Power
05/19/04 1300 1145 100 U2 Turbine/Generator Full Power
05/19/04 1400 1145 100 U2 Turbine/Generator Full Power
05/19/04 1500 1145 99.9 U2 Turbine/Generator Full Power
05/19/04 1600 1145 100 U2 Turbine/Generator Full Power
05/19/04 1700 1144 99.9 U2 Turbine/Generator Full Power
05/19/04 1800 1145 100 U2 Turbine/Generator Full Power
05/19/04 1900 1145 100 U2 Turbine/Generator Full Power
05/19/04 2000 1145 100 U2 Turbine/Generator Full Power
05/19/04 2100 1145 100 U2 Turbine/Generator Full Power
05/19/04 2200 1144 99.9 U2 Turbine/Generator Full Power
05/19/04 2300 1146 100 U2 Turbine/Generator Full Power
05/19/04 2400 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 0100 1146 100.1 U2 Turbine/Generator Full Power
05/20/04 0200 1145 100.1 U2 Turbine/Generator Full Power
05/20/04 0300 1145 100.1 U2 Turbine/Generator Full Power
05/20/04 0400 1146 99.9 U2 Turbine/Generator Full Power
05/20/04 0500 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 0600 1146 100 U2 Turbine/Generator Full Power
05/20/04 0700 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 0800 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 0900 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 1000 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1200 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1300 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1400 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1500 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1600 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 1700 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 1800 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 1900 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 2100 1144 100 U2 Turbine/Generator Full Power
05/20/04 2200 1144 99.9 U2 Turbine/Generator Full Power
05/20/04 2300 1145 99.9 U2 Turbine/Generator Full Power
05/20/04 2400 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 0100 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 0200 1143 99.9 U2 Turbine/Generator Full Power
05/21/04 0300 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 0400 1143 99.9 U2 Turbine/Generator Full Power
05/21/04 0500 1143 99.9 U2 Turbine/Generator Full Power
05/21/04 0600 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 0700 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 0800 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 0900 1143 99.9 U2 Turbine/Generator Full Power
05/21/04 1000 1144 100 U2 Turbine/Generator Full Power
05/21/04 1100 1146 99.9 U2 Turbine/Generator Full Power
05/21/04 1200 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 1300 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 1400 1146 100 U2 Turbine/Generator Full Power
05/21/04 1500 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 1600 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 1700 1143 99.9 U2 Turbine/Generator Full Power
05/21/04 1800 1144 99.9 U2 Turbine/Generator Full Power



05/21/04 1900 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 2100 1144 99.9 U2 Turbine/Generator Full Power
05/21/04 2200 1146 99.9 U2 Turbine/Generator Full Power
05/21/04 2300 1145 99.9 U2 Turbine/Generator Full Power
05/21/04 2400 1145 99.9 U2 Turbine/Generator Full Power
05/22/04 0100 1143 100 U2 Turbine/Generator Full Power
05/22/04 0200 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 0300 1145 99.9 U2 Turbine/Generator Full Power
05/22/04 0400 1145 100 U2 Turbine/Generator Full Power
05/22/04 0500 1145 100 U2 Turbine/Generator Full Power
05/22/04 0600 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 0700 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 0800 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 0900 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 1000 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 1100 1145 99.9 U2 Turbine/Generator Full Power
05/22/04 1200 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 1300 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 1400 1145 100 U2 Turbine/Generator Full Power
05/22/04 1500 1144 100 U2 Turbine/Generator Full Power
05/22/04 1600 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 1700 1143 99.9 U2 Turbine/Generator Full Power
05/22/04 1800 1145 100 U2 Turbine/Generator Full Power
05/22/04 1900 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 2100 1144 99.9 U2 Turbine/Generator Full Power
05/22/04 2200 1145 99.9 U2 Turbine/Generator Full Power
05/22/04 2300 1145 99.9 U2 Turbine/Generator Full Power
05/22/04 2400 1145 99.9 U2 Turbine/Generator Full Power
05/23/04 0100 1145 99.9 U2 Turbine/Generator Full Power
05/23/04 0200 1146 99.9 U2 Turbine/Generator Full Power
05/23/04 0300 1146 99.9 U2 Turbine/Generator Full Power
05/23/04 0400 1146 99.9 U2 Turbine/Generator Full Power
05/23/04 0500 1145 100 U2 Turbine/Generator Full Power
05/23/04 0600 1145 100 U2 Turbine/Generator Full Power
05/23/04 0700 1145 100 U2 Turbine/Generator Full Power
05/23/04 0800 1145 99.9 U2 Turbine/Generator Full Power
05/23/04 0900 1144 100 U2 Turbine/Generator Full Power
05/23/04 1000 1144 100 U2 Turbine/Generator Full Power
05/23/04 1100 1146 99.9 U2 Turbine/Generator Full Power
05/23/04 1200 1145 99.9 U2 Turbine/Generator Full Power
05/23/04 1300 1147 99.9 U2 Turbine/Generator Full Power
05/23/04 1400 1144 99.9 U2 Turbine/Generator Full Power
05/23/04 1500 1143 99.9 U2 Turbine/Generator Full Power
05/23/04 1600 1144 100 U2 Turbine/Generator Full Power
05/23/04 1700 1144 99.9 U2 Turbine/Generator Full Power
05/23/04 1800 1143 99.9 U2 Turbine/Generator Full Power
05/23/04 1900 1143 100 U2 Turbine/Generator Full Power
05/23/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/23/04 2100 1143 100 U2 Turbine/Generator Full Power
05/23/04 2200 1144 100 U2 Turbine/Generator Full Power
05/23/04 2300 1143 99.9 U2 Turbine/Generator Full Power
05/23/04 2400 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 0100 1144 100 U2 Turbine/Generator Full Power



05/24/04 0200 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 0300 1144 100 U2 Turbine/Generator Full Power
05/24/04 0400 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 0500 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 0600 1145 99.9 U2 Turbine/Generator Full Power
05/24/04 0700 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 0800 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 0900 1142 99.9 U2 Turbine/Generator Full Power
05/24/04 1000 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 1100 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 1200 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 1300 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 1400 1144 100 U2 Turbine/Generator Full Power
05/24/04 1500 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 1600 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 1700 1143 100 U2 Turbine/Generator Full Power
05/24/04 1800 1143 100 U2 Turbine/Generator Full Power
05/24/04 1900 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 2000 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 2100 1143 99.9 U2 Turbine/Generator Full Power
05/24/04 2200 1144 99.9 U2 Turbine/Generator Full Power
05/24/04 2300 1143 100 U2 Turbine/Generator Full Power
05/24/04 2400 1143 100 U2 Turbine/Generator Full Power
05/25/04 0100 1143 99.9 U2 Turbine/Generator Full Power
05/25/04 0200 1145 100 U2 Turbine/Generator Full Power
05/25/04 0300 1143 100 U2 Turbine/Generator Full Power
05/25/04 0400 1143 100 U2 Turbine/Generator Full Power
05/25/04 0500 1143 99.9 U2 Turbine/Generator Full Power
05/25/04 0600 1143 99.9 U2 Turbine/Generator Full Power
05/25/04 0700 1143 100 U2 Turbine/Generator Full Power
05/25/04 0800 1143 99.9 U2 Turbine/Generator Full Power
05/25/04 0900 1142 99.9 U2 Turbine/Generator Full Power
05/25/04 1000 1142 100 U2 Turbine/Generator Full Power
05/25/04 1100 1142 99.9 U2 Turbine/Generator Full Power
05/25/04 1200 1142 99.9 U2 Turbine/Generator Full Power
05/25/04 1300 1143 100 U2 Turbine/Generator Full Power
05/25/04 1400 1142 99.9 U2 Turbine/Generator Full Power
05/25/04 1500 1142 100 U2 Turbine/Generator Full Power
05/25/04 1600 1142 100 U2 Turbine/Generator Full Power
05/25/04 1700 1141 99.9 U2 Turbine/Generator Full Power
05/25/04 1800 1142 100 U2 Turbine/Generator Full Power
05/25/04 1900 1141 99.9 U2 Turbine/Generator Full Power
05/25/04 2000 1140 99.9 U2 Turbine/Generator Full Power
05/25/04 2100 1141 100 U2 Turbine/Generator Full Power
05/25/04 2200 1141 100 U2 Turbine/Generator Full Power
05/25/04 2300 1142 99.9 U2 Turbine/Generator Full Power
05/25/04 2400 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 0100 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 0200 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 0300 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 0400 1141 99.9 U2 Turbine/Generator Full Power
05/26/04 0500 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 0600 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 0700 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 0800 1142 99.8 U2 Turbine/Generator Full Power



05/26/04 0900 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 1000 1142 99.9 U2 Turbine/Generator Full Power
05/26/04 1100 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 1200 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 1300 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 1400 1144 99.9 U2 Turbine/Generator Full Power
05/26/04 1500 1144 99.9 U2 Turbine/Generator Full Power
05/26/04 1600 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 1700 1144 99.9 U2 Turbine/Generator Full Power
05/26/04 1800 1144 99.9 U2 Turbine/Generator Full Power
05/26/04 1900 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 2000 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 2100 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 2200 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 2300 1143 99.9 U2 Turbine/Generator Full Power
05/26/04 2400 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 0100 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 0200 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 0300 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 0400 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 0500 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 0600 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 0700 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 0800 1143 100 U2 Turbine/Generator Full Power
05/27/04 0900 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 1000 1142 99.9 U2 Turbine/Generator Full Power
05/27/04 1100 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1200 1142 99.9 U2 Turbine/Generator Full Power
05/27/04 1300 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1400 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1500 1144 99.9 U2 Turbine/Generator Full Power
05/27/04 1600 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1700 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1800 1143 99.9 U2 Turbine/Generator Full Power
05/27/04 1900 1141 99.9 U2 Turbine/Generator Full Power
05/27/04 2000 1142 99.9 U2 Turbine/Generator Full Power
05/27/04 2100 1141 99.9 U2 Turbine/Generator Full Power
05/27/04 2200 1141 99.9 U2 Turbine/Generator Full Power
05/27/04 2300 1142 100 U2 Turbine/Generator Full Power
05/27/04 2400 1141 99.9 U2 Turbine/Generator Full Power
05/28/04 0100 1142 99.8 U2 Turbine/Generator Full Power
05/28/04 0200 1142 99.9 U2 Turbine/Generator Full Power
05/28/04 0300 1143 99.9 U2 Turbine/Generator Full Power
05/28/04 0400 1142 99.9 U2 Turbine/Generator Full Power
05/28/04 0500 1143 99.9 U2 Turbine/Generator Full Power
05/28/04 0600 1143 99.9 U2 Turbine/Generator Full Power
05/28/04 0700 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 0800 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 0900 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 1000 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 1100 1141 99.9 U2 Turbine/Generator Full Power
05/28/04 1200 1140 99.8 U2 Turbine/Generator Full Power
05/28/04 1300 1140 99.9 U2 Turbine/Generator Full Power
05/28/04 1400 1140 99.7 U2 Turbine/Generator Full Power
05/28/04 1500 1140 99.7 U2 Turbine/Generator Full Power



05/28/04 1600 1140 99.8 U2 Turbine/Generator Full Power
05/28/04 1700 1141 99.7 U2 Turbine/Generator Full Power
05/28/04 1800 1141 99.7 U2 Turbine/Generator Full Power
05/28/04 1900 1142 99.8 U2 Turbine/Generator Full Power
05/28/04 2000 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 2100 1143 99.9 U2 Turbine/Generator Full Power
05/28/04 2200 1143 99.8 U2 Turbine/Generator Full Power
05/28/04 2300 1141 99.8 U2 Turbine/Generator Full Power
05/28/04 2400 1142 99.9 U2 Turbine/Generator Full Power
05/29/04 0100 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 0200 1142 99.9 U2 Turbine/Generator Full Power
05/29/04 0300 1143 99.8 U2 Turbine/Generator Full Power
05/29/04 0400 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 0500 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 0600 1143 99.8 U2 Turbine/Generator Full Power
05/29/04 0700 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 0800 1141 99.8 U2 Turbine/Generator Full Power
05/29/04 0900 1145 99.8 U2 Turbine/Generator Full Power
05/29/04 1000 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 1100 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 1200 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 1300 1143 99.8 U2 Turbine/Generator Full Power
05/29/04 1400 1143 99.8 U2 Turbine/Generator Full Power
05/29/04 1500 1143 99.9 U2 Turbine/Generator Full Power
05/29/04 1600 1143 99.9 U2 Turbine/Generator Full Power
05/29/04 1700 1143 99.7 U2 Turbine/Generator Full Power
05/29/04 1800 1143 99.9 U2 Turbine/Generator Full Power
05/29/04 1900 1143 99.9 U2 Turbine/Generator Full Power
05/29/04 2000 1143 99.8 U2 Turbine/Generator Full Power
05/29/04 2100 1142 99.9 U2 Turbine/Generator Full Power
05/29/04 2200 1143 100 U2 Turbine/Generator Full Power
05/29/04 2300 1142 99.8 U2 Turbine/Generator Full Power
05/29/04 2400 1143 99.9 U2 Turbine/Generator Full Power
05/30/04 0100 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0200 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0300 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0400 1141 99.7 U2 Turbine/Generator Full Power
05/30/04 0500 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0600 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0700 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0800 1142 99.8 U2 Turbine/Generator Full Power
05/30/04 0900 1143 99.9 U2 Turbine/Generator Full Power
05/30/04 1000 1143 99.8 U2 Turbine/Generator Full Power
05/30/04 1100 1143 99.8 U2 Turbine/Generator Full Power
05/30/04 1200 1143 99.8 U2 Turbine/Generator Full Power
05/30/04 1300 1143 99.9 U2 Turbine/Generator Full Power
05/30/04 1400 1143 99.9 U2 Turbine/Generator Full Power
05/30/04 1500 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 1600 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 1700 1143 99.9 U2 Turbine/Generator Full Power
05/30/04 1800 1145 99.9 U2 Turbine/Generator Full Power
05/30/04 1900 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 2000 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 2100 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 2200 1143 99.9 U2 Turbine/Generator Full Power



05/30/04 2300 1144 99.9 U2 Turbine/Generator Full Power
05/30/04 2400 1144 99.9 U2 Turbine/Generator Full Power
05/31/04 0100 1144 99.9 U2 Turbine/Generator Full Power
05/31/04 0200 1143 99.9 U2 Turbine/Generator Full Power
05/31/04 0300 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 0400 1143 99.8 U2 Turbine/Generator Full Power
05/31/04 0500 1143 99.8 U2 Turbine/Generator Full Power
05/31/04 0600 1143 99.9 U2 Turbine/Generator Full Power
05/31/04 0700 1143 99.9 U2 Turbine/Generator Full Power
05/31/04 0800 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 0900 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 1000 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 1100 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 1200 1142 99.9 U2 Turbine/Generator Full Power
05/31/04 1300 1141 99.9 U2 Turbine/Generator Full Power
05/31/04 1400 1141 99.9 U2 Turbine/Generator Full Power
05/31/04 1500 1141 99.9 U2 Turbine/Generator Full Power
05/31/04 1600 1141 99.9 U2 Turbine/Generator Full Power
05/31/04 1700 1142 99.8 U2 Turbine/Generator Full Power
05/31/04 1800 1142 99.8 U2 Turbine/Generator Full Power
05/31/04 1900 1143 99.8 U2 Turbine/Generator Full Power
05/31/04 2000 1143 99.8 U2 Turbine/Generator Full Power
05/31/04 2100 1143 99.8 U2 Turbine/Generator Full Power
05/31/04 2200 1143 99.9 U2 Turbine/Generator Full Power
05/31/04 2300 1143 99.9 U2 Turbine/Generator Full Power
05/31/04 2400 1143 100 U2 Turbine/Generator Full Power
06/01/04 0100 1143 99.8 U2 Turbine/Generator Full Power
06/01/04 0200 1143 99.9 U2 Turbine/Generator Full Power
06/01/04 0300 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 0400 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 0500 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 0600 1143 100 U2 Turbine/Generator Full Power
06/01/04 0700 1143 99.9 U2 Turbine/Generator Full Power
06/01/04 0800 1143 99.9 U2 Turbine/Generator Full Power
06/01/04 0900 1143 99.9 U2 Turbine/Generator Full Power
06/01/04 1000 1143 99.9 U2 Turbine/Generator Full Power
06/01/04 1100 1143 100 U2 Turbine/Generator Full Power
06/01/04 1200 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 1300 1143 100 U2 Turbine/Generator Full Power
06/01/04 1400 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 1500 1141 99.9 U2 Turbine/Generator Full Power
06/01/04 1600 1141 99.9 U2 Turbine/Generator Full Power
06/01/04 1700 1142 100 U2 Turbine/Generator Full Power
06/01/04 1800 1142 100 U2 Turbine/Generator Full Power
06/01/04 1900 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 2000 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 2100 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 2200 1143 100 U2 Turbine/Generator Full Power
06/01/04 2300 1142 99.9 U2 Turbine/Generator Full Power
06/01/04 2400 1142 99.9 U2 Turbine/Generator Full Power
06/02/04 0100 1143 99.9 U2 Turbine/Generator Full Power
06/02/04 0200 1142 99.9 U2 Turbine/Generator Full Power
06/02/04 0300 1142 99.9 U2 Turbine/Generator Full Power
06/02/04 0400 1140 100 U2 Turbine/Generator Full Power
06/02/04 0500 1140 100 U2 Turbine/Generator Full Power



06/02/04 0600 1141 100 U2 Turbine/Generator Full Power
06/02/04 0700 1141 100 U2 Turbine/Generator Full Power
06/02/04 0800 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 0900 1141 100 U2 Turbine/Generator Full Power
06/02/04 1000 1141 100 U2 Turbine/Generator Full Power
06/02/04 1100 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 1200 1141 101.1 U2 Turbine/Generator Full Power
06/02/04 1300 1141 101.1 U2 Turbine/Generator Full Power
06/02/04 1400 1141 101.1 U2 Turbine/Generator Full Power
06/02/04 1500 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 1600 1141 100 U2 Turbine/Generator Full Power
06/02/04 1700 1141 100 U2 Turbine/Generator Full Power
06/02/04 1800 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 1900 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 2000 1141 100 U2 Turbine/Generator Full Power
06/02/04 2100 1141 100 U2 Turbine/Generator Full Power
06/02/04 2200 1141 99.9 U2 Turbine/Generator Full Power
06/02/04 2300 1142 100 U2 Turbine/Generator Full Power
06/02/04 2400 1142 100 U2 Turbine/Generator Full Power
06/03/04 0100 1141 99.9 U2 Turbine/Generator Full Power
06/03/04 0200 1141 100 U2 Turbine/Generator Full Power
06/03/04 0300 1141 100 U2 Turbine/Generator Full Power
06/03/04 0400 1140 100 U2 Turbine/Generator Full Power
06/03/04 0500 1141 100 U2 Turbine/Generator Full Power
06/03/04 0600 1141 100 U2 Turbine/Generator Full Power
06/03/04 0700 1141 100 U2 Turbine/Generator Full Power
06/03/04 0800 1141 100 U2 Turbine/Generator Full Power
06/03/04 0900 1140 100 U2 Turbine/Generator Full Power
06/03/04 1000 1141 99.9 U2 Turbine/Generator Full Power
06/03/04 1100 1140 99.9 U2 Turbine/Generator Full Power
06/03/04 1200 1140 99.9 U2 Turbine/Generator Full Power
06/03/04 1300 1140 100 U2 Turbine/Generator Full Power
06/03/04 1400 1140 99.9 U2 Turbine/Generator Full Power
06/03/04 1500 1140 99.9 U2 Turbine/Generator Full Power
06/03/04 1600 1140 99.9 U2 Turbine/Generator Full Power
06/03/04 1700 1140 100 U2 Turbine/Generator Full Power
06/03/04 1800 1140 100 U2 Turbine/Generator Full Power
06/03/04 1900 1140 100 U2 Turbine/Generator Full Power
06/03/04 2000 1140 100 U2 Turbine/Generator Full Power
06/03/04 2100 1141 100 U2 Turbine/Generator Full Power
06/03/04 2200 1141 100 U2 Turbine/Generator Full Power
06/03/04 2300 1141 100 U2 Turbine/Generator Full Power
06/03/04 2400 1140 100 U2 Turbine/Generator Full Power
06/04/04 0100 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 0200 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 0300 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 0400 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 0500 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 0600 1141 100 U2 Turbine/Generator Full Power
06/04/04 0700 1140 100 U2 Turbine/Generator Full Power
06/04/04 0800 1141 100 U2 Turbine/Generator Full Power
06/04/04 0900 1140 100 U2 Turbine/Generator Full Power
06/04/04 1000 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 1100 1140 100 U2 Turbine/Generator Full Power
06/04/04 1200 1140 100 U2 Turbine/Generator Full Power



06/04/04 1300 1140 100 U2 Turbine/Generator Full Power
06/04/04 1400 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 1500 1141 100 U2 Turbine/Generator Full Power
06/04/04 1600 1140 99.9 U2 Turbine/Generator Full Power
06/04/04 1700 1140 100 U2 Turbine/Generator Full Power
06/04/04 1800 1140 100 U2 Turbine/Generator Full Power
06/04/04 1900 1140 100 U2 Turbine/Generator Full Power
06/04/04 2000 1141 100 U2 Turbine/Generator Full Power
06/04/04 2100 1141 99.9 U2 Turbine/Generator Full Power
06/04/04 2200 1141 100 U2 Turbine/Generator Full Power
06/04/04 2300 1141 99.9 U2 Turbine/Generator Full Power
06/04/04 2400 1141 100 U2 Turbine/Generator Full Power
06/05/04 0100 1140 99.9 U2 Turbine/Generator Full Power
06/05/04 0200 1141 100 U2 Turbine/Generator Full Power
06/05/04 0300 1140 99.9 U2 Turbine/Generator Full Power
06/05/04 0400 1141 100 U2 Turbine/Generator Full Power
06/05/04 0500 1141 99.9 U2 Turbine/Generator Full Power
06/05/04 0600 1141 100 U2 Turbine/Generator Full Power
06/05/04 0700 1141 100 U2 Turbine/Generator Full Power
06/05/04 0800 1142 100 U2 Turbine/Generator Full Power
06/05/04 0900 1141 100 U2 Turbine/Generator Full Power
06/05/04 1000 1141 99.9 U2 Turbine/Generator Full Power
06/05/04 1100 1141 100 U2 Turbine/Generator Full Power
06/05/04 1200 1140 99.9 U2 Turbine/Generator Full Power
06/05/04 1300 1142 100 U2 Turbine/Generator Full Power
06/05/04 1400 1141 100 U2 Turbine/Generator Full Power
06/05/04 1500 1141 100 U2 Turbine/Generator Full Power
06/05/04 1600 1141 100 U2 Turbine/Generator Full Power
06/05/04 1700 1141 99.9 U2 Turbine/Generator Full Power
06/05/04 1800 1140 99.9 U2 Turbine/Generator Full Power
06/05/04 1900 1142 100 U2 Turbine/Generator Full Power
06/05/04 2000 1141 100 U2 Turbine/Generator Full Power
06/05/04 2100 1141 100 U2 Turbine/Generator Full Power
06/05/04 2200 1141 99.9 U2 Turbine/Generator Full Power
06/05/04 2300 1142 100 U2 Turbine/Generator Full Power
06/05/04 2400 1142 100 U2 Turbine/Generator Full Power
06/06/04 0100 1142 100 U2 Turbine/Generator Full Power
06/06/04 0200 1142 100 U2 Turbine/Generator Full Power
06/06/04 0300 1141 100 U2 Turbine/Generator Full Power
06/06/04 0400 1141 100 U2 Turbine/Generator Full Power
06/06/04 0500 1141 100 U2 Turbine/Generator Full Power
06/06/04 0600 1142 100 U2 Turbine/Generator Full Power
06/06/04 0700 1141 100 U2 Turbine/Generator Full Power
06/06/04 0800 1142 100 U2 Turbine/Generator Full Power
06/06/04 0900 1142 100 U2 Turbine/Generator Full Power
06/06/04 1000 1141 100 U2 Turbine/Generator Full Power
06/06/04 1100 1141 99.9 U2 Turbine/Generator Full Power
06/06/04 1200 1140 100 U2 Turbine/Generator Full Power
06/06/04 1300 1142 100 U2 Turbine/Generator Full Power
06/06/04 1400 1142 100 U2 Turbine/Generator Full Power
06/06/04 1500 1141 100 U2 Turbine/Generator Full Power
06/06/04 1600 1141 99.9 U2 Turbine/Generator Full Power
06/06/04 1700 1142 100 U2 Turbine/Generator Full Power
06/06/04 1800 1141 100 U2 Turbine/Generator Full Power
06/06/04 1900 1141 100 U2 Turbine/Generator Full Power



06/06/04 2000 1141 99.9 U2 Turbine/Generator Full Power
06/06/04 2100 1141 100 U2 Turbine/Generator Full Power
06/06/04 2200 1141 99.9 U2 Turbine/Generator Full Power
06/06/04 2300 1142 100 U2 Turbine/Generator Full Power
06/06/04 2400 1142 100 U2 Turbine/Generator Full Power
06/07/04 0100 1141 100 U2 Turbine/Generator Full Power
06/07/04 0200 1141 100 U2 Turbine/Generator Full Power
06/07/04 0300 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 0400 1141 100 U2 Turbine/Generator Full Power
06/07/04 0500 1141 100 U2 Turbine/Generator Full Power
06/07/04 0600 1141 100 U2 Turbine/Generator Full Power
06/07/04 0700 1140 99.9 U2 Turbine/Generator Full Power
06/07/04 0800 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 0900 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 1000 1140 100 U2 Turbine/Generator Full Power
06/07/04 1100 1140 99.9 U2 Turbine/Generator Full Power
06/07/04 1200 1141 100 U2 Turbine/Generator Full Power
06/07/04 1300 1141 100 U2 Turbine/Generator Full Power
06/07/04 1400 1141 100 U2 Turbine/Generator Full Power
06/07/04 1500 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 1600 1140 99.9 U2 Turbine/Generator Full Power
06/07/04 1700 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 1800 1141 100 U2 Turbine/Generator Full Power
06/07/04 1900 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 2000 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 2100 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 2200 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 2300 1141 99.9 U2 Turbine/Generator Full Power
06/07/04 2400 1141 99.9 U2 Turbine/Generator Full Power
06/08/04 0100 1141 99.9 U2 Turbine/Generator Full Power
06/08/04 0200 1140 99.9 U2 Turbine/Generator Full Power
06/08/04 0300 1136 100 U2 02:35 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0400 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0500 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0600 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0700 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0800 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 0900 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1000 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1100 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1200 1135 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1300 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1400 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1500 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1600 1138 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1700 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1800 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 1900 1135 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 2000 1136 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 2100 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 2200 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 2300 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/08/04 2400 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0100 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0200 1135 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 



06/09/04 0300 1135 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0400 1135 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0500 1136 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0600 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0700 1135 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0800 1134 99.9 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 0900 1134 100 U2 MSR 2-1C shell drains normal FCV cleared. 
06/09/04 1000 1140 99.9 U2 10:02 Placed MSR 2-1C back on it's Drip controller.
06/09/04 1100 1140 100 U2 Turbine/Generator Full Power
06/09/04 1200 1140 99.9 U2 Turbine/Generator Full Power
06/09/04 1300 1138 99.9 U2 Turbine/Generator Full Power
06/09/04 1400 1139 99.9 U2 Turbine/Generator Full Power
06/09/04 1500 1140 99.9 U2 Turbine/Generator Full Power
06/09/04 1600 1139 100 U2 Turbine/Generator Full Power
06/09/04 1700 1139 99.9 U2 Turbine/Generator Full Power
06/09/04 1800 1139 100 U2 Turbine/Generator Full Power
06/09/04 1900 1141 99.9 U2 Turbine/Generator Full Power
06/09/04 2000 1141 100 U2 Turbine/Generator Full Power
06/09/04 2100 1141 99.9 U2 Turbine/Generator Full Power
06/09/04 2200 1141 100 U2 Turbine/Generator Full Power
06/09/04 2300 1141 99.9 U2 Turbine/Generator Full Power
06/09/04 2400 1141 100 U2 Turbine/Generator Full Power
06/10/04 0100 1141 100 U2 Turbine/Generator Full Power
06/10/04 0200 1141 100 U2 Turbine/Generator Full Power
06/10/04 0300 1141 100 U2 Turbine/Generator Full Power
06/10/04 0400 1140 100 U2 Turbine/Generator Full Power
06/10/04 0500 1141 100 U2 Turbine/Generator Full Power
06/10/04 0600 1140 99.9 U2 Turbine/Generator Full Power
06/10/04 0700 1141 100 U2 Turbine/Generator Full Power
06/10/04 0800 1141 100 U2 Turbine/Generator Full Power
06/10/04 0900 1141 100 U2 Turbine/Generator Full Power
06/10/04 1000 1141 100 U2 Turbine/Generator Full Power
06/10/04 1100 1141 100 U2 Turbine/Generator Full Power
06/10/04 1200 1141 100 U2 Turbine/Generator Full Power
06/10/04 1300 1140 100.5 U2 Turbine/Generator Full Power
06/10/04 1400 1140 100.5 U2 Turbine/Generator Full Power
06/10/04 1500 1140 100.5 U2 Turbine/Generator Full Power
06/10/04 1600 1140 100.5 U2 Turbine/Generator Full Power
06/10/04 1700 1140 100.4 U2 Turbine/Generator Full Power
06/10/04 1800 1140 100.5 U2 Turbine/Generator Full Power
06/10/04 1900 1141 100.5 U2 Turbine/Generator Full Power
06/10/04 2000 1140 100.4 U2 Turbine/Generator Full Power
06/10/04 2100 1140 100.4 U2 Turbine/Generator Full Power
06/10/04 2200 1140 100.3 U2 Turbine/Generator Full Power
06/10/04 2300 1141 100.5 U2 Turbine/Generator Full Power
06/10/04 2400 1140 100.4 U2 Turbine/Generator Full Power
06/11/04 0100 1139 100.5 U2 Turbine/Generator Full Power
06/11/04 0200 1140 100.4 U2 Turbine/Generator Full Power
06/11/04 0300 1140 100.3 U2 Turbine/Generator Full Power
06/11/04 0400 1140 99.9 U2 Turbine/Generator Full Power
06/11/04 0500 1140 99.9 U2 Turbine/Generator Full Power
06/11/04 0600 1140 99.9 U2 Turbine/Generator Full Power
06/11/04 0700 1140 99.9 U2 Turbine/Generator Full Power
06/11/04 0800 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 0900 1141 99.9 U2 Turbine/Generator Full Power



06/11/04 1000 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 1100 1141 100 U2 Turbine/Generator Full Power
06/11/04 1200 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 1300 1140 99.9 U2 Turbine/Generator Full Power
06/11/04 1400 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 1500 1141 100 U2 Turbine/Generator Full Power
06/11/04 1600 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 1700 1142 100 U2 Turbine/Generator Full Power
06/11/04 1800 1141 99.9 U2 Turbine/Generator Full Power
06/11/04 1900 1142 100 U2 Turbine/Generator Full Power
06/11/04 2000 1142 100 U2 Turbine/Generator Full Power
06/11/04 2100 1142 99.9 U2 Turbine/Generator Full Power
06/11/04 2200 1142 99.9 U2 Turbine/Generator Full Power
06/11/04 2300 1141 100 U2 Turbine/Generator Full Power
06/11/04 2400 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0100 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0200 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0300 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 0400 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0500 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0600 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0700 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0800 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 0900 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 1000 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 1100 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 1200 1140 99.9 U2 Turbine/Generator Full Power
06/12/04 1300 1140 99.9 U2 Turbine/Generator Full Power
06/12/04 1400 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 1500 1140 99.9 U2 Turbine/Generator Full Power
06/12/04 1600 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 1700 1140 99.9 U2 Turbine/Generator Full Power
06/12/04 1800 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 1900 1140 99.9 U2 Turbine/Generator Full Power
06/12/04 2000 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 2100 1142 100 U2 Turbine/Generator Full Power
06/12/04 2200 1142 99.9 U2 Turbine/Generator Full Power
06/12/04 2300 1141 99.9 U2 Turbine/Generator Full Power
06/12/04 2400 1142 100 U2 Turbine/Generator Full Power
06/13/04 0100 1142 99.9 U2 Turbine/Generator Full Power
06/13/04 0200 1140 100 U2 Turbine/Generator Full Power
06/13/04 0300 1142 100 U2 Turbine/Generator Full Power
06/13/04 0400 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 0500 1142 99.9 U2 Turbine/Generator Full Power
06/13/04 0600 1141 100 U2 Turbine/Generator Full Power
06/13/04 0700 1142 100 U2 Turbine/Generator Full Power
06/13/04 0800 1142 100 U2 Turbine/Generator Full Power
06/13/04 0900 1141 100 U2 Turbine/Generator Full Power
06/13/04 1000 1142 100 U2 Turbine/Generator Full Power
06/13/04 1100 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 1200 1141 100 U2 Turbine/Generator Full Power
06/13/04 1300 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 1400 1141 100 U2 Turbine/Generator Full Power
06/13/04 1500 1141 100 U2 Turbine/Generator Full Power
06/13/04 1600 1141 100 U2 Turbine/Generator Full Power



06/13/04 1700 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 1800 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 1900 1141 99.9 U2 Turbine/Generator Full Power
06/13/04 2000 1142 99.9 U2 Turbine/Generator Full Power
06/13/04 2100 1143 100 U2 Turbine/Generator Full Power
06/13/04 2200 1140 100 U2 Turbine/Generator Full Power
06/13/04 2300 1142 99.9 U2 Turbine/Generator Full Power
06/13/04 2400 1140 99.9 U2 Turbine/Generator Full Power
06/14/04 0100 1141 99.9 U2 Turbine/Generator Full Power
06/14/04 0200 1142 99.9 U2 Turbine/Generator Full Power
06/14/04 0300 1141 99.9 U2 Turbine/Generator Full Power
06/14/04 0400 1142 100 U2 Turbine/Generator Full Power
06/14/04 0500 1142 99.9 U2 Turbine/Generator Full Power
06/14/04 0600 1142 100 U2 Turbine/Generator Full Power
06/14/04 0700 1141 99.9 U2 Turbine/Generator Full Power
06/14/04 0800 1141 99.9 U2 Turbine/Generator Full Power
06/14/04 0900 1141 100 U2 Turbine/Generator Full Power
06/14/04 1000 1141 100 U2 Turbine/Generator Full Power
06/14/04 1100 1141 100 U2 Turbine/Generator Full Power
06/14/04 1200 1140 99.9 U2 Turbine/Generator Full Power
06/14/04 1300 1140 99.9 U2 Turbine/Generator Full Power
06/14/04 1400 1140 99.9 U2 Turbine/Generator Full Power
06/14/04 1500 1140 99.9 U2 Turbine/Generator Full Power
06/14/04 1600 1140 100 U2 Turbine/Generator Full Power
06/14/04 1700 1141 100 U2 Turbine/Generator Full Power
06/14/04 1800 1141 99.9 U2 Turbine/Generator Full Power
06/14/04 1900 1141 100 U2 Turbine/Generator Full Power
06/14/04 2000 1140 100 U2 Turbine/Generator Full Power
06/14/04 2100 1140 100 U2 Turbine/Generator Full Power
06/14/04 2200 1141 100 U2 Turbine/Generator Full Power
06/14/04 2300 1141 100 U2 Turbine/Generator Full Power
06/14/04 2400 1141 99.9 U2 Turbine/Generator Full Power
06/15/04 0100 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 0200 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 0300 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 0400 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 0500 1141 100 U2 Turbine/Generator Full Power
06/15/04 0600 1141 100 U2 Turbine/Generator Full Power
06/15/04 0700 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 0800 1141 99.9 U2 Turbine/Generator Full Power
06/15/04 0900 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 1000 1140 100 U2 Turbine/Generator Full Power
06/15/04 1100 1140 100 U2 Turbine/Generator Full Power
06/15/04 1200 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1300 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1400 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1500 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1600 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1700 1138 99.9 U2 Turbine/Generator Full Power
06/15/04 1800 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 1900 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 2000 1139 99.9 U2 Turbine/Generator Full Power
06/15/04 2100 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 2200 1140 99.9 U2 Turbine/Generator Full Power
06/15/04 2300 1140 100 U2 Turbine/Generator Full Power



06/15/04 2400 1140 99.9 U2 Turbine/Generator Full Power
06/16/04 0100 1140 100 U2 Turbine/Generator Full Power
06/16/04 0200 1140 100 U2 Turbine/Generator Full Power
06/16/04 0300 1139 100 U2 Turbine/Generator Full Power
06/16/04 0400 1140 99.9 U2 Turbine/Generator Full Power
06/16/04 0500 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 0600 1139 100 U2 Turbine/Generator Full Power
06/16/04 0700 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 0800 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 0900 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 1000 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 1100 1139 100 U2 Turbine/Generator Full Power
06/16/04 1200 1139 100 U2 Turbine/Generator Full Power
06/16/04 1300 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 1400 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 1500 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 1600 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 1700 1138 100 U2 Turbine/Generator Full Power
06/16/04 1800 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 1900 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 2000 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 2100 1139 99.9 U2 Turbine/Generator Full Power
06/16/04 2200 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 2300 1138 99.9 U2 Turbine/Generator Full Power
06/16/04 2400 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0100 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0200 1138 100 U2 Turbine/Generator Full Power
06/17/04 0300 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0400 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0500 1139 100 U2 Turbine/Generator Full Power
06/17/04 0600 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0700 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0800 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 0900 1138 99.9 U2 Turbine/Generator Full Power
06/17/04 1000 1138 99.9 U2 Turbine/Generator Full Power
06/17/04 1100 1138 99.9 U2 Turbine/Generator Full Power
06/17/04 1200 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 1300 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 1400 1139 100 U2 Turbine/Generator Full Power
06/17/04 1500 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 1600 1139 100 U2 Turbine/Generator Full Power
06/17/04 1700 1139 100 U2 Turbine/Generator Full Power
06/17/04 1800 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 1900 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 2000 1140 99.9 U2 Turbine/Generator Full Power
06/17/04 2100 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 2200 1139 99.9 U2 Turbine/Generator Full Power
06/17/04 2300 1139 100 U2 Turbine/Generator Full Power
06/17/04 2400 1139 100 U2 Turbine/Generator Full Power
06/18/04 0100 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 0200 1139 100 U2 Turbine/Generator Full Power
06/18/04 0300 1139 99.9 U2 Turbine/Generator Full Power
06/18/04 0400 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 0500 1139 100 U2 Turbine/Generator Full Power
06/18/04 0600 1138 100 U2 Turbine/Generator Full Power



06/18/04 0700 1138 100 U2 Turbine/Generator Full Power
06/18/04 0800 1139 99.9 U2 Turbine/Generator Full Power
06/18/04 0900 1140 100 U2 Turbine/Generator Full Power
06/18/04 1000 1139 100 U2 Turbine/Generator Full Power
06/18/04 1100 1138 100 U2 Turbine/Generator Full Power
06/18/04 1200 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 1300 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 1400 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 1500 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 1600 1138 99.9 U2 Turbine/Generator Full Power
06/18/04 1700 1139 100 U2 Turbine/Generator Full Power
06/18/04 1800 1139 100 U2 Turbine/Generator Full Power
06/18/04 1900 1139 100 U2 Turbine/Generator Full Power
06/18/04 2000 1139 99.9 U2 Turbine/Generator Full Power
06/18/04 2100 1138 99.9 21:59 U2 Planned ramp-down for Tunnel Cleaning
06/18/04 2200 1138 100 U2 Ramp-down in progress.
06/18/04 2300 966 85.2 U2 Ramp-down in progress.
06/18/04 2400 795 71.6 U2 Ramp-down in progress.
06/19/04 0100 623 57.7 01:27 U2 Completed ramp-down to 53% RX power.
06/19/04 0200 574 53.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0300 579 53.6 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0400 535 53.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0500 526 52.5 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0600 526 52.5 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0700 525 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0800 528 54.2 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 0900 528 54.5 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1000 505 54.1 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1100 505 54.1 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1200 526 53.6 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1300 525 53.4 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1400 525 53.2 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1500 525 53.1 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1600 526 53.1 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1700 524 52.8 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1800 525 53 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 1900 526 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 2000 528 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 2100 528 52.5 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 2200 529 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 2300 525 52 U2 Holding 53% power for Tunnel Cleaning.
06/19/04 2400 528 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0100 528 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0200 528 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0300 527 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0400 527 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0500 526 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0600 525 52.6 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0700 526 52.6 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0800 525 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 0900 526 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1000 527 52.6 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1100 525 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1200 525 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1300 526 52.5 U2 Holding 53% power for Tunnel Cleaning.



06/20/04 1400 527 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1500 527 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1600 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1700 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1800 526 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 1900 527 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 2000 527 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 2100 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 2200 526 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 2300 526 52.1 U2 Holding 53% power for Tunnel Cleaning.
06/20/04 2400 527 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0100 527 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0200 525 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0300 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0400 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0500 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0600 526 51.8 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0700 526 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0800 525 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 0900 526 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1000 526 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1100 566 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1200 566 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1300 528 52.4 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1400 528 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1500 528 52.3 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1600 565 52.2 U2 Holding 53% power for Tunnel Cleaning.
06/21/04 1700 566 52.2 17:05 U2 Commenced ramp-up to 97% RX power.
06/21/04 1800 690 61.9 U2 Ramp-up in progress.
06/21/04 1900 876 76.5 U2 Ramp-up in progress.
06/21/04 2000 992 85.3 20:47 U2 Ramp-up to 97% RX power complete.
06/21/04 2100 1108 96.7 U2 Holding at 97% RX power.
06/21/04 2200 1115 97.3 U2 Holding at 97% RX power.
06/21/04 2300 1114 97.1 U2 Holding at 97% RX power.
06/21/04 2400 1137 98.2 U2 Final ramp-up to 100% power.
06/22/04 0100 1139 99.6 01:00 U2 at 100% RX and Turbine power.
06/22/04 0200 1145 100 U2 Turbine/Generator Full Power
06/22/04 0300 1141 99.9 U2 Turbine/Generator Full Power
06/22/04 0400 1140 99.6 U2 Turbine/Generator Full Power
06/22/04 0500 1138 99.5 U2 Turbine/Generator Full Power
06/22/04 0600 1143 100 U2 Turbine/Generator Full Power
06/22/04 0700 1141 99.8 U2 Turbine/Generator Full Power
06/22/04 0800 1143 100 U2 Turbine/Generator Full Power
06/22/04 0900 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1000 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1100 1143 100 U2 Turbine/Generator Full Power
06/22/04 1200 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1300 1142 100 U2 Turbine/Generator Full Power
06/22/04 1400 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1500 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1600 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1700 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 1800 1143 100 U2 Turbine/Generator Full Power
06/22/04 1900 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 2000 1143 100 U2 Turbine/Generator Full Power



06/22/04 2100 1142 100 U2 Turbine/Generator Full Power
06/22/04 2200 1143 100 U2 Turbine/Generator Full Power
06/22/04 2300 1142 99.9 U2 Turbine/Generator Full Power
06/22/04 2400 1143 100 U2 Turbine/Generator Full Power
06/23/04 0100 1145 100 U2 Turbine/Generator Full Power
06/23/04 0200 1145 100 U2 Turbine/Generator Full Power
06/23/04 0300 1144 99.9 U2 Turbine/Generator Full Power
06/23/04 0400 1144 99.8 U2 Turbine/Generator Full Power
06/23/04 0500 1143 99.8 U2 Turbine/Generator Full Power
06/23/04 0600 1144 99.8 U2 Turbine/Generator Full Power
06/23/04 0700 1144 99.9 U2 Turbine/Generator Full Power
06/23/04 0800 1143 99.9 U2 Turbine/Generator Full Power
06/23/04 0900 1144 99.9 U2 Turbine/Generator Full Power
06/23/04 1000 1144 100 U2 Turbine/Generator Full Power
06/23/04 1100 1144 100 U2 Turbine/Generator Full Power
06/23/04 1200 1144 100 U2 Turbine/Generator Full Power
06/23/04 1300 1144 100 U2 Turbine/Generator Full Power
06/23/04 1400 1144 100 U2 Turbine/Generator Full Power
06/23/04 1500 1144 100 U2 Turbine/Generator Full Power
06/23/04 1600 1144 100 U2 Turbine/Generator Full Power
06/23/04 1700 1144 100 U2 Turbine/Generator Full Power
06/23/04 1800 1144 100 U2 Turbine/Generator Full Power
06/23/04 1900 1144 100 U2 Turbine/Generator Full Power
06/23/04 2000 1144 100 U2 Turbine/Generator Full Power
06/23/04 2100 1144 100 U2 Turbine/Generator Full Power
06/23/04 2200 1144 100 U2 Turbine/Generator Full Power
06/23/04 2300 1147 100 U2 Turbine/Generator Full Power
06/23/04 2400 1146 100 U2 Turbine/Generator Full Power
06/24/04 0100 1146 100 U2 Turbine/Generator Full Power
06/24/04 0200 1145 100 U2 Turbine/Generator Full Power
06/24/04 0300 1146 100 U2 Turbine/Generator Full Power
06/24/04 0400 1146 99.9 U2 Turbine/Generator Full Power
06/24/04 0500 1146 100 U2 Turbine/Generator Full Power
06/24/04 0600 1146 100 U2 Turbine/Generator Full Power
06/24/04 0700 1145 100 U2 Turbine/Generator Full Power
06/24/04 0800 1146 100 U2 Turbine/Generator Full Power
06/24/04 0900 1145 100 U2 Turbine/Generator Full Power
06/24/04 1000 1146 100 U2 Turbine/Generator Full Power
06/24/04 1100 1145 100 U2 Turbine/Generator Full Power
06/24/04 1200 1145 100 U2 Turbine/Generator Full Power
06/24/04 1300 1145 100 U2 Turbine/Generator Full Power
06/24/04 1400 1144 100 U2 Turbine/Generator Full Power
06/24/04 1500 1145 100 U2 Turbine/Generator Full Power
06/24/04 1600 1145 100 U2 Turbine/Generator Full Power
06/24/04 1700 1145 100 U2 Turbine/Generator Full Power
06/24/04 1800 1146 100 U2 Turbine/Generator Full Power
06/24/04 1900 1146 100 U2 Turbine/Generator Full Power
06/24/04 2000 1146 100 U2 Turbine/Generator Full Power
06/24/04 2100 1146 100 U2 Turbine/Generator Full Power
06/24/04 2200 1146 99.9 U2 Turbine/Generator Full Power
06/24/04 2300 1146 100 U2 Turbine/Generator Full Power
06/24/04 2400 1146 100 U2 Turbine/Generator Full Power
06/25/04 0100 1146 100 U2 Turbine/Generator Full Power
06/25/04 0200 1146 99.9 U2 Turbine/Generator Full Power
06/25/04 0300 1146 100 U2 Turbine/Generator Full Power



06/25/04 0400 1146 100 U2 Turbine/Generator Full Power
06/25/04 0500 1146 100 U2 Turbine/Generator Full Power
06/25/04 0600 1146 100 U2 Turbine/Generator Full Power
06/25/04 0700 1146 99.9 U2 Turbine/Generator Full Power
06/25/04 0800 1146 100 U2 Turbine/Generator Full Power
06/25/04 0900 1145 99.9 U2 Turbine/Generator Full Power
06/25/04 1000 1145 100 U2 Turbine/Generator Full Power
06/25/04 1100 1145 100 U2 Turbine/Generator Full Power
06/25/04 1200 1145 100 U2 Turbine/Generator Full Power
06/25/04 1300 1146 99.9 U2 Turbine/Generator Full Power
06/25/04 1400 1146 100 U2 Turbine/Generator Full Power
06/25/04 1500 1145 100 U2 Turbine/Generator Full Power
06/25/04 1600 1146 100 U2 Turbine/Generator Full Power
06/25/04 1700 1146 99.9 U2 Turbine/Generator Full Power
06/25/04 1800 1146 100 U2 Turbine/Generator Full Power
06/25/04 1900 1146 100 U2 Turbine/Generator Full Power
06/25/04 2000 1146 100 U2 Turbine/Generator Full Power
06/25/04 2100 1145 100 U2 Turbine/Generator Full Power
06/25/04 2200 1145 100 U2 Turbine/Generator Full Power
06/25/04 2300 1146 100 U2 Turbine/Generator Full Power
06/25/04 2400 1146 99.9 U2 Turbine/Generator Full Power
06/26/04 0100 1146 100 U2 Turbine/Generator Full Power
06/26/04 0200 1147 100 U2 Turbine/Generator Full Power
06/26/04 0300 1146 100 U2 Turbine/Generator Full Power
06/26/04 0400 1146 99.9 U2 Turbine/Generator Full Power
06/26/04 0500 1147 100 U2 Turbine/Generator Full Power
06/26/04 0600 1147 100 U2 Turbine/Generator Full Power
06/26/04 0700 1147 100 U2 Turbine/Generator Full Power
06/26/04 0800 1147 100 U2 Turbine/Generator Full Power
06/26/04 0900 1147 100 U2 Turbine/Generator Full Power
06/26/04 1000 1146 99.9 U2 Turbine/Generator Full Power
06/26/04 1100 1146 100 U2 Turbine/Generator Full Power
06/26/04 1200 1147 99.9 U2 Turbine/Generator Full Power
06/26/04 1300 1146 100 U2 Turbine/Generator Full Power
06/26/04 1400 1147 100 U2 Turbine/Generator Full Power
06/26/04 1500 1147 100 U2 Turbine/Generator Full Power
06/26/04 1600 1146 100 U2 Turbine/Generator Full Power
06/26/04 1700 1146 100 U2 Turbine/Generator Full Power
06/26/04 1800 1147 100 U2 Turbine/Generator Full Power
06/26/04 1900 1147 99.9 U2 Turbine/Generator Full Power
06/26/04 2000 1147 99.9 U2 Turbine/Generator Full Power
06/26/04 2100 1146 100 U2 Turbine/Generator Full Power
06/26/04 2200 1147 100 U2 Turbine/Generator Full Power
06/26/04 2300 1146 100 U2 Turbine/Generator Full Power
06/26/04 2400 1147 100 U2 Turbine/Generator Full Power
06/27/04 0100 1147 99.9 U2 Turbine/Generator Full Power
06/27/04 0200 1147 100 U2 Turbine/Generator Full Power
06/27/04 0300 1147 100 U2 Turbine/Generator Full Power
06/27/04 0400 1147 100 U2 Turbine/Generator Full Power
06/27/04 0500 1147 99.9 U2 Turbine/Generator Full Power
06/27/04 0600 1147 100 U2 Turbine/Generator Full Power
06/27/04 0700 1147 100 U2 Turbine/Generator Full Power
06/27/04 0800 1146 99.9 U2 Turbine/Generator Full Power
06/27/04 0900 1146 100 U2 Turbine/Generator Full Power
06/27/04 1000 1146 100 U2 Turbine/Generator Full Power



06/27/04 1100 1146 100 U2 Turbine/Generator Full Power
06/27/04 1200 1145 100 U2 Turbine/Generator Full Power
06/27/04 1300 1144 100 U2 Turbine/Generator Full Power
06/27/04 1400 1145 100 U2 Turbine/Generator Full Power
06/27/04 1500 1146 99.9 U2 Turbine/Generator Full Power
06/27/04 1600 1145 99.9 U2 Turbine/Generator Full Power
06/27/04 1700 1146 100 U2 Turbine/Generator Full Power
06/27/04 1800 1146 100 U2 Turbine/Generator Full Power
06/27/04 1900 1146 100 U2 Turbine/Generator Full Power
06/27/04 2000 1146 99.9 U2 Turbine/Generator Full Power
06/27/04 2100 1146 100 U2 Turbine/Generator Full Power
06/27/04 2200 1146 99.9 U2 Turbine/Generator Full Power
06/27/04 2300 1146 99.9 U2 Turbine/Generator Full Power
06/27/04 2400 1146 99.9 U2 Turbine/Generator Full Power
06/28/04 0100 1146 99.9 U2 Turbine/Generator Full Power
06/28/04 0200 1146 100 U2 Turbine/Generator Full Power
06/28/04 0300 1147 100 U2 Turbine/Generator Full Power
06/28/04 0400 1146 100 U2 Turbine/Generator Full Power
06/28/04 0500 1146 99.9 U2 Turbine/Generator Full Power
06/28/04 0600 1146 100 U2 Turbine/Generator Full Power
06/28/04 0700 1146 99.9 U2 Turbine/Generator Full Power
06/28/04 0800 1146 100 U2 Turbine/Generator Full Power
06/28/04 0900 1146 100 U2 Turbine/Generator Full Power
06/28/04 1000 1145 99.9 U2 Turbine/Generator Full Power
06/28/04 1100 1145 99.9 U2 Turbine/Generator Full Power
06/28/04 1200 1144 99.9 U2 Turbine/Generator Full Power
06/28/04 1300 1145 99.9 U2 Turbine/Generator Full Power
06/28/04 1400 1145 100 U2 Turbine/Generator Full Power
06/28/04 1500 1145 99.9 U2 Turbine/Generator Full Power
06/28/04 1600 1145 100 U2 Turbine/Generator Full Power
06/28/04 1700 1144 99.9 U2 Turbine/Generator Full Power
06/28/04 1800 1144 100 U2 Turbine/Generator Full Power
06/28/04 1900 1144 99.9 U2 Turbine/Generator Full Power
06/28/04 2000 1144 99.9 U2 Turbine/Generator Full Power
06/28/04 2100 1143 100 U2 Turbine/Generator Full Power
06/28/04 2200 1144 99.9 U2 Turbine/Generator Full Power
06/28/04 2300 1144 100 U2 Turbine/Generator Full Power
06/28/04 2400 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 0100 1144 99.9 U2 Turbine/Generator Full Power
06/29/04 0200 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 0300 1144 99.9 U2 Turbine/Generator Full Power
06/29/04 0400 1144 99.9 U2 Turbine/Generator Full Power
06/29/04 0500 1144 100 U2 Turbine/Generator Full Power
06/29/04 0600 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 0700 1145 99.9 U2 Turbine/Generator Full Power
06/29/04 0800 1145 99.9 U2 Turbine/Generator Full Power
06/29/04 0900 1145 99.9 U2 Turbine/Generator Full Power
06/29/04 1000 1145 99.9 U2 Turbine/Generator Full Power
06/29/04 1100 1145 99.9 U2 Turbine/Generator Full Power
06/29/04 1200 1144 99.9 U2 Turbine/Generator Full Power
06/29/04 1300 1144 99.9 U2 Turbine/Generator Full Power
06/29/04 1400 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 1500 1142 99.9 U2 Turbine/Generator Full Power
06/29/04 1600 1142 99.9 U2 Turbine/Generator Full Power
06/29/04 1700 1143 99.9 U2 Turbine/Generator Full Power



06/29/04 1800 1142 99.9 U2 Turbine/Generator Full Power
06/29/04 1900 1142 99.9 U2 Turbine/Generator Full Power
06/29/04 2000 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 2100 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 2200 1142 99.9 U2 Turbine/Generator Full Power
06/29/04 2300 1143 99.9 U2 Turbine/Generator Full Power
06/29/04 2400 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 0100 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 0200 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 0300 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 0400 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 0500 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 0600 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 0700 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 0800 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 0900 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1000 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 1100 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 1200 1141 99.9 U2 Turbine/Generator Full Power
06/30/04 1300 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1400 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1500 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1600 1141 99.9 U2 Turbine/Generator Full Power
06/30/04 1700 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1800 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 1900 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 2000 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 2100 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 2200 1143 99.9 U2 Turbine/Generator Full Power
06/30/04 2300 1142 99.9 U2 Turbine/Generator Full Power
06/30/04 2400 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 0100 1141 99.9 U2 Turbine/Generator Full Power
07/01/04 0200 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 0300 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 0400 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 0500 1143 100 U2 Turbine/Generator Full Power
07/01/04 0600 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 0800 1144 99.9 U2 Turbine/Generator Full Power
07/01/04 0900 1144 99.9 U2 Turbine/Generator Full Power
07/01/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 1100 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1200 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1300 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1700 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 1800 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 1900 1142 99.9 U2 Turbine/Generator Full Power
07/01/04 2000 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 2100 1142 99.8 U2 Turbine/Generator Full Power
07/01/04 2200 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/01/04 2400 1143 99.9 U2 Turbine/Generator Full Power



07/02/04 0100 1142 99.8 U2 Turbine/Generator Full Power
07/02/04 0200 1143 99.8 U2 Turbine/Generator Full Power
07/02/04 0300 1142 99.9 U2 Turbine/Generator Full Power
07/02/04 0400 1142 99.9 U2 Turbine/Generator Full Power
07/02/04 0500 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 0600 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 0800 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 0900 1144 99.9 U2 Turbine/Generator Full Power
07/02/04 1000 1144 99.9 U2 Turbine/Generator Full Power
07/02/04 1100 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1200 1144 99.9 U2 Turbine/Generator Full Power
07/02/04 1300 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1400 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/02/04 1600 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1700 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1800 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 1900 1143 99.9 U2 Turbine/Generator Full Power
07/02/04 2000 1144 99.9 U2 Turbine/Generator Full Power
07/02/04 2100 1144 99.9 U2 Turbine/Generator Full Power
07/02/04 2200 1145 99.9 U2 Turbine/Generator Full Power
07/02/04 2300 1145 99.9 U2 Turbine/Generator Full Power
07/02/04 2400 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0100 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0200 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0300 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0400 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 0500 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 0600 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0800 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 0900 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 1100 1143 99.9 U2 Turbine/Generator Full Power
07/03/04 1200 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1300 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1700 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1800 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 1900 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 2000 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 2100 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 2200 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 2300 1142 99.9 U2 Turbine/Generator Full Power
07/03/04 2400 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0100 1141 99.9 U2 Turbine/Generator Full Power
07/04/04 0200 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0300 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0400 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0500 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0600 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0700 1142 99.9 U2 Turbine/Generator Full Power



07/04/04 0800 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 0900 1143 99.9 U2 Turbine/Generator Full Power
07/04/04 1000 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1100 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1200 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1300 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1400 1142 100 U2 Turbine/Generator Full Power
07/04/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1600 1142 100 U2 Turbine/Generator Full Power
07/04/04 1700 1142 100 U2 Turbine/Generator Full Power
07/04/04 1800 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 1900 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 2000 1142 100 U2 Turbine/Generator Full Power
07/04/04 2100 1142 99.9 U2 Turbine/Generator Full Power
07/04/04 2200 1143 99.9 U2 Turbine/Generator Full Power
07/04/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/04/04 2400 1142 100 U2 Turbine/Generator Full Power
07/05/04 0100 1142 100 U2 Turbine/Generator Full Power
07/05/04 0200 1143 99 U2 Turbine/Generator Full Power
07/05/04 0300 1143 99 U2 Turbine/Generator Full Power
07/05/04 0400 1143 99 U2 Turbine/Generator Full Power
07/05/04 0500 1142 99 U2 Turbine/Generator Full Power
07/05/04 0600 1143 99 U2 Turbine/Generator Full Power
07/05/04 0700 1143 99 U2 Turbine/Generator Full Power
07/05/04 0800 1142 99 U2 Turbine/Generator Full Power
07/05/04 0900 1143 99 U2 Turbine/Generator Full Power
07/05/04 1000 1142 99 U2 Turbine/Generator Full Power
07/05/04 1100 1141 99 U2 Turbine/Generator Full Power
07/05/04 1200 1141 99 U2 Turbine/Generator Full Power
07/05/04 1300 1141 99 U2 Turbine/Generator Full Power
07/05/04 1400 1142 100 U2 Turbine/Generator Full Power
07/05/04 1500 1142 99 U2 Turbine/Generator Full Power
07/05/04 1600 1141 99 U2 Turbine/Generator Full Power
07/05/04 1700 1140 99 U2 Turbine/Generator Full Power
07/05/04 1800 1140 99 U2 Turbine/Generator Full Power
07/05/04 1900 1140 99 U2 Turbine/Generator Full Power
07/05/04 2000 1141 99 U2 Turbine/Generator Full Power
07/05/04 2100 1140 99 U2 Turbine/Generator Full Power
07/05/04 2200 1142 99 U2 Turbine/Generator Full Power
07/05/04 2300 1142 99 U2 Turbine/Generator Full Power
07/05/04 2400 1141 99 U2 Turbine/Generator Full Power
07/06/04 0100 1141 99.9 U2 Turbine/Generator Full Power
07/06/04 0200 1142 99.9 U2 Turbine/Generator Full Power
07/06/04 0300 1143 99.9 U2 Turbine/Generator Full Power
07/06/04 0400 1143 100 U2 Turbine/Generator Full Power
07/06/04 0500 1143 100 U2 Turbine/Generator Full Power
07/06/04 0600 1143 100 U2 Turbine/Generator Full Power
07/06/04 0700 1142 100 U2 Turbine/Generator Full Power
07/06/04 0800 1140 100 U2 Turbine/Generator Full Power
07/06/04 0900 1143 100 U2 Turbine/Generator Full Power
07/06/04 1000 1142 100 U2 Turbine/Generator Full Power
07/06/04 1100 1140 100 U2 Turbine/Generator Full Power
07/06/04 1200 1141 100 U2 Turbine/Generator Full Power
07/06/04 1300 1140 100 U2 Turbine/Generator Full Power
07/06/04 1400 1141 100 U2 Turbine/Generator Full Power



07/06/04 1500 1140 100 U2 Turbine/Generator Full Power
07/06/04 1600 1142 100 U2 Turbine/Generator Full Power
07/06/04 1700 1142 100 U2 Turbine/Generator Full Power
07/06/04 1800 1143 100 U2 Turbine/Generator Full Power
07/06/04 1900 1142 100 U2 Turbine/Generator Full Power
07/06/04 2000 1142 100 U2 Turbine/Generator Full Power
07/06/04 2100 1143 100 U2 Turbine/Generator Full Power
07/06/04 2200 1143 99.9 U2 Turbine/Generator Full Power
07/06/04 2300 1143 100 U2 Turbine/Generator Full Power
07/06/04 2400 1142 100 U2 Turbine/Generator Full Power
07/07/04 0100 1142 100 U2 Turbine/Generator Full Power
07/07/04 0200 1143 99.9 U2 Turbine/Generator Full Power
07/07/04 0300 1143 100 U2 Turbine/Generator Full Power
07/07/04 0400 1143 100 U2 Turbine/Generator Full Power
07/07/04 0500 1143 100 U2 Turbine/Generator Full Power
07/07/04 0600 1143 100 U2 Turbine/Generator Full Power
07/07/04 0700 1143 100 U2 Turbine/Generator Full Power
07/07/04 0800 1143 100 U2 Turbine/Generator Full Power
07/07/04 0900 1142 100 U2 Turbine/Generator Full Power
07/07/04 1000 1142 99.9 U2 Turbine/Generator Full Power
07/07/04 1100 1142 100 U2 Turbine/Generator Full Power
07/07/04 1200 1142 100 U2 Turbine/Generator Full Power
07/07/04 1300 1143 100 U2 Turbine/Generator Full Power
07/07/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/07/04 1500 1143 100 U2 Turbine/Generator Full Power
07/07/04 1600 1142 100 U2 Turbine/Generator Full Power
07/07/04 1700 1142 100 U2 Turbine/Generator Full Power
07/07/04 1800 1141 100 U2 Turbine/Generator Full Power
07/07/04 1900 1143 100 U2 Turbine/Generator Full Power
07/07/04 2000 1142 100 U2 Turbine/Generator Full Power
07/07/04 2100 1142 100 U2 Turbine/Generator Full Power
07/07/04 2200 1142 100 U2 Turbine/Generator Full Power
07/07/04 2300 1142 99.9 U2 Turbine/Generator Full Power
07/07/04 2400 1142 100 U2 Turbine/Generator Full Power
07/08/04 0100 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 0200 1143 100 U2 Turbine/Generator Full Power
07/08/04 0300 1143 100 U2 Turbine/Generator Full Power
07/08/04 0400 1142 100 U2 Turbine/Generator Full Power
07/08/04 0500 1142 100 U2 Turbine/Generator Full Power
07/08/04 0600 1142 100 U2 Turbine/Generator Full Power
07/08/04 0700 1142 100 U2 Turbine/Generator Full Power
07/08/04 0800 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 0900 1142 100 U2 Turbine/Generator Full Power
07/08/04 1000 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 1100 1141 99.9 U2 Turbine/Generator Full Power
07/08/04 1200 1143 100 U2 Turbine/Generator Full Power
07/08/04 1300 1141 99.9 U2 Turbine/Generator Full Power
07/08/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/08/04 1700 1143 100 U2 Turbine/Generator Full Power
07/08/04 1800 1141 100 U2 Turbine/Generator Full Power
07/08/04 1900 1142 100 U2 Turbine/Generator Full Power
07/08/04 2000 1142 100 U2 Turbine/Generator Full Power
07/08/04 2100 1141 100 U2 Turbine/Generator Full Power



07/08/04 2200 1141 100 U2 Turbine/Generator Full Power
07/08/04 2300 1141 100 U2 Turbine/Generator Full Power
07/08/04 2400 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 0100 1142 100 U2 Turbine/Generator Full Power
07/09/04 0200 1141 100 U2 Turbine/Generator Full Power
07/09/04 0300 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 0400 1142 100 U2 Turbine/Generator Full Power
07/09/04 0500 1141 100 U2 Turbine/Generator Full Power
07/09/04 0600 1142 100 U2 Turbine/Generator Full Power
07/09/04 0700 1142 100 U2 Turbine/Generator Full Power
07/09/04 0800 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 0900 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 1000 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 1100 1141 100 U2 Turbine/Generator Full Power
07/09/04 1200 1141 100 U2 Turbine/Generator Full Power
07/09/04 1300 1141 100 U2 Turbine/Generator Full Power
07/09/04 1400 1141 100 U2 Turbine/Generator Full Power
07/09/04 1500 1141 100 U2 Turbine/Generator Full Power
07/09/04 1600 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 1700 1141 99.9 U2 Turbine/Generator Full Power
07/09/04 1800 1140 100 U2 Turbine/Generator Full Power
07/09/04 1900 1140 100 U2 Turbine/Generator Full Power
07/09/04 2000 1140 100 U2 Turbine/Generator Full Power
07/09/04 2100 1140 100 U2 Turbine/Generator Full Power
07/09/04 2200 1141 100 U2 Turbine/Generator Full Power
07/09/04 2300 1141 100 U2 Turbine/Generator Full Power
07/09/04 2400 1141 100 U2 Turbine/Generator Full Power
07/10/04 0100 1141 100 U2 Turbine/Generator Full Power
07/10/04 0200 1142 100 U2 Turbine/Generator Full Power
07/10/04 0300 1142 100 U2 Turbine/Generator Full Power
07/10/04 0400 1142 100 U2 Turbine/Generator Full Power
07/10/04 0500 1142 100 U2 Turbine/Generator Full Power
07/10/04 0600 1142 100 U2 Turbine/Generator Full Power
07/10/04 0700 1142 100 U2 Turbine/Generator Full Power
07/10/04 0800 1142 100 U2 Turbine/Generator Full Power
07/10/04 0900 1142 100 U2 Turbine/Generator Full Power
07/10/04 1000 1142 100 U2 Turbine/Generator Full Power
07/10/04 1100 1142 100 U2 Turbine/Generator Full Power
07/10/04 1200 1141 100 U2 Turbine/Generator Full Power
07/10/04 1300 1141 100 U2 Turbine/Generator Full Power
07/10/04 1400 1141 99.9 U2 Turbine/Generator Full Power
07/10/04 1500 1141 100 U2 Turbine/Generator Full Power
07/10/04 1600 1142 100 U2 Turbine/Generator Full Power
07/10/04 1700 1143 100 U2 Turbine/Generator Full Power
07/10/04 1800 1144 100 U2 Turbine/Generator Full Power
07/10/04 1900 1144 99.9 U2 Turbine/Generator Full Power
07/10/04 2000 1145 100 U2 Turbine/Generator Full Power
07/10/04 2100 1143 99.9 U2 Turbine/Generator Full Power
07/10/04 2200 1143 100 U2 Turbine/Generator Full Power
07/10/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/10/04 2400 1144 100 U2 Turbine/Generator Full Power
07/11/04 0100 1144 100 U2 Turbine/Generator Full Power
07/11/04 0200 1144 100 U2 Turbine/Generator Full Power
07/11/04 0300 1143 100 U2 Turbine/Generator Full Power
07/11/04 0400 1144 100 U2 Turbine/Generator Full Power



07/11/04 0500 1144 100 U2 Turbine/Generator Full Power
07/11/04 0600 1144 100 U2 Turbine/Generator Full Power
07/11/04 0700 1144 100 U2 Turbine/Generator Full Power
07/11/04 0800 1145 100 U2 Turbine/Generator Full Power
07/11/04 0900 1145 100 U2 Turbine/Generator Full Power
07/11/04 1000 1143 100 U2 Turbine/Generator Full Power
07/11/04 1100 1143 100 U2 Turbine/Generator Full Power
07/11/04 1200 1144 100 U2 Turbine/Generator Full Power
07/11/04 1300 1144 100 U2 Turbine/Generator Full Power
07/11/04 1400 1143 100 U2 Turbine/Generator Full Power
07/11/04 1500 1143 100 U2 Turbine/Generator Full Power
07/11/04 1600 1144 100 U2 Turbine/Generator Full Power
07/11/04 1700 1144 100 U2 Turbine/Generator Full Power
07/11/04 1800 1144 100 U2 Turbine/Generator Full Power
07/11/04 1900 1144 100 U2 Turbine/Generator Full Power
07/11/04 2000 1144 100 U2 Turbine/Generator Full Power
07/11/04 2100 1144 100 U2 Turbine/Generator Full Power
07/11/04 2200 1144 100 U2 Turbine/Generator Full Power
07/11/04 2300 1144 100 U2 Turbine/Generator Full Power
07/11/04 2400 1144 100 U2 Turbine/Generator Full Power
07/12/04 0100 1144 99.9 U2 Turbine/Generator Full Power
07/12/04 0200 1144 100 U2 Turbine/Generator Full Power
07/12/04 0300 1144 100 U2 Turbine/Generator Full Power
07/12/04 0400 1144 100 U2 Turbine/Generator Full Power
07/12/04 0500 1144 100 U2 Turbine/Generator Full Power
07/12/04 0600 1144 100 U2 Turbine/Generator Full Power
07/12/04 0700 1144 100 U2 Turbine/Generator Full Power
07/12/04 0800 1144 100 U2 Turbine/Generator Full Power
07/12/04 0900 1144 100 U2 Turbine/Generator Full Power
07/12/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/12/04 1100 1143 100 U2 Turbine/Generator Full Power
07/12/04 1200 1143 100 U2 Turbine/Generator Full Power
07/12/04 1300 1142 100 U2 Turbine/Generator Full Power
07/12/04 1400 1142 100 U2 Turbine/Generator Full Power
07/12/04 1500 1142 100 U2 Turbine/Generator Full Power
07/12/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/12/04 1700 1143 100 U2 Turbine/Generator Full Power
07/12/04 1800 1143 100 U2 Turbine/Generator Full Power
07/12/04 1900 1144 99.9 U2 Turbine/Generator Full Power
07/12/04 2000 1144 100 U2 Turbine/Generator Full Power
07/12/04 2100 1144 99.9 U2 Turbine/Generator Full Power
07/12/04 2200 1144 100 U2 Turbine/Generator Full Power
07/12/04 2300 1144 100 U2 Turbine/Generator Full Power
07/12/04 2400 1144 100 U2 Turbine/Generator Full Power
07/13/04 0100 1144 100 U2 Turbine/Generator Full Power
07/13/04 0200 1144 100 U2 Turbine/Generator Full Power
07/13/04 0300 1143 99.9 U2 Turbine/Generator Full Power
07/13/04 0400 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 0500 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 0600 1144 100 U2 Turbine/Generator Full Power
07/13/04 0700 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 0800 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 0900 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 1000 1144 100 U2 Turbine/Generator Full Power
07/13/04 1100 1144 99.9 U2 Turbine/Generator Full Power



07/13/04 1200 1143 100 U2 Turbine/Generator Full Power
07/13/04 1300 1142 100 U2 Turbine/Generator Full Power
07/13/04 1400 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/13/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/13/04 1700 1143 100 U2 Turbine/Generator Full Power
07/13/04 1800 1144 100 U2 Turbine/Generator Full Power
07/13/04 1900 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 2000 1145 99.9 U2 Turbine/Generator Full Power
07/13/04 2100 1145 99.9 U2 Turbine/Generator Full Power
07/13/04 2200 1145 99.9 U2 Turbine/Generator Full Power
07/13/04 2300 1144 99.9 U2 Turbine/Generator Full Power
07/13/04 2400 1143 99.9 U2 Turbine/Generator Full Power
07/14/04 0100 1143 99.9 U2 Turbine/Generator Full Power
07/14/04 0200 1143 99.9 U2 Turbine/Generator Full Power
07/14/04 0300 1144 100 U2 Turbine/Generator Full Power
07/14/04 0400 1144 100 U2 Turbine/Generator Full Power
07/14/04 0500 1144 100 U2 Turbine/Generator Full Power
07/14/04 0600 1144 99.9 U2 Turbine/Generator Full Power
07/14/04 0700 1144 100 U2 Turbine/Generator Full Power
07/14/04 0800 1144 100 U2 Turbine/Generator Full Power
07/14/04 0900 1145 100 U2 Turbine/Generator Full Power
07/14/04 1000 1145 100 U2 Turbine/Generator Full Power
07/14/04 1100 1146 100 U2 Turbine/Generator Full Power
07/14/04 1200 1144 100 U2 Turbine/Generator Full Power
07/14/04 1300 1144 100 U2 Turbine/Generator Full Power
07/14/04 1400 1143 100 U2 Turbine/Generator Full Power
07/14/04 1500 1143 100 U2 Turbine/Generator Full Power
07/14/04 1600 1144 100 U2 Turbine/Generator Full Power
07/14/04 1700 1144 100 U2 Turbine/Generator Full Power
07/14/04 1800 1145 100 U2 Turbine/Generator Full Power
07/14/04 1900 1145 100 U2 Turbine/Generator Full Power
07/14/04 2000 1144 100 U2 Turbine/Generator Full Power
07/14/04 2100 1144 100 U2 Turbine/Generator Full Power
07/14/04 2200 1145 100 U2 Turbine/Generator Full Power
07/14/04 2300 1145 100 U2 Turbine/Generator Full Power
07/14/04 2400 1144 100 U2 Turbine/Generator Full Power
07/15/04 0100 1144 99.9 U2 Turbine/Generator Full Power
07/15/04 0200 1144 100 U2 Turbine/Generator Full Power
07/15/04 0300 1144 100 U2 Turbine/Generator Full Power
07/15/04 0400 1144 100 U2 Turbine/Generator Full Power
07/15/04 0500 1144 100 U2 Turbine/Generator Full Power
07/15/04 0600 1144 100 U2 Turbine/Generator Full Power
07/15/04 0700 1144 100 U2 Turbine/Generator Full Power
07/15/04 0800 1145 100 U2 Turbine/Generator Full Power
07/15/04 0900 1143 99.9 U2 Turbine/Generator Full Power
07/15/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/15/04 1100 1142 99.9 U2 Turbine/Generator Full Power
07/15/04 1200 1143 100 U2 Turbine/Generator Full Power
07/15/04 1300 1143 100 U2 Turbine/Generator Full Power
07/15/04 1400 1143 100 U2 Turbine/Generator Full Power
07/15/04 1500 1142 100 U2 Turbine/Generator Full Power
07/15/04 1600 1143 100 U2 Turbine/Generator Full Power
07/15/04 1700 1143 99.9 U2 Turbine/Generator Full Power
07/15/04 1800 1143 100 U2 Turbine/Generator Full Power



07/15/04 1900 1144 100 U2 Turbine/Generator Full Power
07/15/04 2000 1144 100 U2 Turbine/Generator Full Power
07/15/04 2100 1144 100 U2 Turbine/Generator Full Power
07/15/04 2200 1144 100 U2 Turbine/Generator Full Power
07/15/04 2300 1144 100 U2 Turbine/Generator Full Power
07/15/04 2400 1143 100 U2 Turbine/Generator Full Power
07/16/04 0100 1144 100 U2 Turbine/Generator Full Power
07/16/04 0200 1144 99.9 U2 Turbine/Generator Full Power
07/16/04 0300 1142 99.9 U2 Turbine/Generator Full Power
07/16/04 0400 1142 100 U2 Turbine/Generator Full Power
07/16/04 0500 1142 100 U2 Turbine/Generator Full Power
07/16/04 0600 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 0800 1143 100 U2 Turbine/Generator Full Power
07/16/04 0900 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 1000 1143 100 U2 Turbine/Generator Full Power
07/16/04 1100 1143 100 U2 Turbine/Generator Full Power
07/16/04 1200 1142 100 U2 Turbine/Generator Full Power
07/16/04 1300 1142 100 U2 Turbine/Generator Full Power
07/16/04 1400 1142 100 U2 Turbine/Generator Full Power
07/16/04 1500 1142 100 U2 Turbine/Generator Full Power
07/16/04 1600 1143 100 U2 Turbine/Generator Full Power
07/16/04 1700 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 1800 1144 100 U2 Turbine/Generator Full Power
07/16/04 1900 1144 100 U2 Turbine/Generator Full Power
07/16/04 2000 1144 100 U2 Turbine/Generator Full Power
07/16/04 2100 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 2200 1143 100 U2 Turbine/Generator Full Power
07/16/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/16/04 2400 1143 100 U2 Turbine/Generator Full Power
07/17/04 0100 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 0200 1143 100 U2 Turbine/Generator Full Power
07/17/04 0300 1143 100 U2 Turbine/Generator Full Power
07/17/04 0400 1142 100 U2 Turbine/Generator Full Power
07/17/04 0500 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 0600 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 0800 1143 100 U2 Turbine/Generator Full Power
07/17/04 0900 1144 100 U2 Turbine/Generator Full Power
07/17/04 1000 1144 99.9 U2 Turbine/Generator Full Power
07/17/04 1100 1144 99.9 U2 Turbine/Generator Full Power
07/17/04 1200 1143 100 U2 Turbine/Generator Full Power
07/17/04 1300 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/17/04 1500 1142 99.9 U2 Turbine/Generator Full Power
07/17/04 1600 1141 99.9 U2 Turbine/Generator Full Power
07/17/04 1700 1141 99.9 U2 Turbine/Generator Full Power
07/17/04 1800 1141 99.9 U2 Turbine/Generator Full Power
07/17/04 1900 1142 100 U2 Turbine/Generator Full Power
07/17/04 2000 1142 99.9 U2 Turbine/Generator Full Power
07/17/04 2100 1143 100 U2 Turbine/Generator Full Power
07/17/04 2200 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/17/04 2400 1143 100 U2 Turbine/Generator Full Power
07/18/04 0100 1142 99.9 U2 Turbine/Generator Full Power



07/18/04 0200 1143 99.9 U2 Turbine/Generator Full Power
07/18/04 0300 1143 99.9 U2 Turbine/Generator Full Power
07/18/04 0400 1143 99.9 U2 Turbine/Generator Full Power
07/18/04 0500 1143 100 U2 Turbine/Generator Full Power
07/18/04 0600 1142 100 U2 Turbine/Generator Full Power
07/18/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/18/04 0800 1143 100 U2 Turbine/Generator Full Power
07/18/04 0900 1143 100 U2 Turbine/Generator Full Power
07/18/04 1000 1143 100 U2 Turbine/Generator Full Power
07/18/04 1100 1143 100 U2 Turbine/Generator Full Power
07/18/04 1200 1143 100 U2 Turbine/Generator Full Power
07/18/04 1300 1142 100 U2 Turbine/Generator Full Power
07/18/04 1400 1143 100 U2 Turbine/Generator Full Power
07/18/04 1500 1141 100 U2 Turbine/Generator Full Power
07/18/04 1600 1141 99.9 U2 Turbine/Generator Full Power
07/18/04 1700 1141 99.9 U2 Turbine/Generator Full Power
07/18/04 1800 1142 100 U2 Turbine/Generator Full Power
07/18/04 1900 1142 100 U2 Turbine/Generator Full Power
07/18/04 2000 1142 100 U2 Turbine/Generator Full Power
07/18/04 2100 1143 100 U2 Turbine/Generator Full Power
07/18/04 2200 1144 100 U2 Turbine/Generator Full Power
07/18/04 2300 1144 100 U2 Turbine/Generator Full Power
07/18/04 2400 1144 100 U2 Turbine/Generator Full Power
07/19/04 0100 1143 100 U2 Turbine/Generator Full Power
07/19/04 0200 1144 100 U2 Turbine/Generator Full Power
07/19/04 0300 1143 100 U2 Turbine/Generator Full Power
07/19/04 0400 1144 100 U2 Turbine/Generator Full Power
07/19/04 0500 1144 100 U2 Turbine/Generator Full Power
07/19/04 0600 1143 100 U2 Turbine/Generator Full Power
07/19/04 0700 1143 100 U2 Turbine/Generator Full Power
07/19/04 0800 1142 99.9 U2 Turbine/Generator Full Power
07/19/04 0900 1143 100 U2 Turbine/Generator Full Power
07/19/04 1000 1143 100 U2 Turbine/Generator Full Power
07/19/04 1100 1143 100 U2 Turbine/Generator Full Power
07/19/04 1200 1143 100 U2 Turbine/Generator Full Power
07/19/04 1300 1143 100 U2 Turbine/Generator Full Power
07/19/04 1400 1143 100 U2 Turbine/Generator Full Power
07/19/04 1500 1143 100 U2 Turbine/Generator Full Power
07/19/04 1600 1143 100 U2 Turbine/Generator Full Power
07/19/04 1700 1143 100 U2 Turbine/Generator Full Power
07/19/04 1800 1143 100 U2 Turbine/Generator Full Power
07/19/04 1900 1143 100 U2 Turbine/Generator Full Power
07/19/04 2000 1143 100 U2 Turbine/Generator Full Power
07/19/04 2100 1143 99.9 U2 Turbine/Generator Full Power
07/19/04 2200 1144 99.9 U2 Turbine/Generator Full Power
07/19/04 2300 1143 100 U2 Turbine/Generator Full Power
07/19/04 2400 1144 99.9 U2 Turbine/Generator Full Power
07/20/04 0100 1143 100 U2 Turbine/Generator Full Power
07/20/04 0200 1144 99.9 U2 Turbine/Generator Full Power
07/20/04 0300 1144 100 U2 Turbine/Generator Full Power
07/20/04 0400 1143 99.9 U2 Turbine/Generator Full Power
07/20/04 0500 1143 100 U2 Turbine/Generator Full Power
07/20/04 0600 1143 100 U2 Turbine/Generator Full Power
07/20/04 0700 1143 99.9 U2 Turbine/Generator Full Power
07/20/04 0800 1141 99.9 U2 Turbine/Generator Full Power



07/20/04 0900 1142 100 U2 Turbine/Generator Full Power
07/20/04 1000 1142 100 U2 Turbine/Generator Full Power
07/20/04 1100 1142 100 U2 Turbine/Generator Full Power
07/20/04 1200 1141 100 U2 Turbine/Generator Full Power
07/20/04 1300 1142 100 U2 Turbine/Generator Full Power
07/20/04 1400 1142 100 U2 Turbine/Generator Full Power
07/20/04 1500 1143 100 U2 Turbine/Generator Full Power
07/20/04 1600 1143 100 U2 Turbine/Generator Full Power
07/20/04 1700 1143 100 U2 Turbine/Generator Full Power
07/20/04 1800 1143 100 U2 Turbine/Generator Full Power
07/20/04 1900 1143 99.9 U2 Turbine/Generator Full Power
07/20/04 2000 1144 100 U2 Turbine/Generator Full Power
07/20/04 2100 1143 100 U2 Turbine/Generator Full Power
07/20/04 2200 1145 100 U2 Turbine/Generator Full Power
07/20/04 2300 1144 100 U2 Turbine/Generator Full Power
07/20/04 2400 1144 100 U2 Turbine/Generator Full Power
07/21/04 0100 1144 100 U2 Turbine/Generator Full Power
07/21/04 0200 1144 99.9 U2 Turbine/Generator Full Power
07/21/04 0300 1144 99.9 U2 Turbine/Generator Full Power
07/21/04 0400 1144 100 U2 Turbine/Generator Full Power
07/21/04 0500 1144 100 U2 Turbine/Generator Full Power
07/21/04 0600 1144 99.9 U2 Turbine/Generator Full Power
07/21/04 0700 1144 100 U2 Turbine/Generator Full Power
07/21/04 0800 1143 100 U2 Turbine/Generator Full Power
07/21/04 0900 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 1000 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 1100 1143 99.9 U2 Turbine/Generator Full Power
07/21/04 1200 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 1300 1142 100 U2 Turbine/Generator Full Power
07/21/04 1400 1143 100 U2 Turbine/Generator Full Power
07/21/04 1500 1142 100 U2 Turbine/Generator Full Power
07/21/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 1700 1142 100 U2 Turbine/Generator Full Power
07/21/04 1800 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 1900 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 2000 1144 99.9 U2 Turbine/Generator Full Power
07/21/04 2100 1142 99.9 U2 Turbine/Generator Full Power
07/21/04 2200 1140 100 U2 Turbine/Generator Full Power
07/21/04 2300 1140 100 U2 Turbine/Generator Full Power
07/21/04 2400 1141 100 U2 Turbine/Generator Full Power
07/22/04 0100 1140 100 U2 Turbine/Generator Full Power
07/22/04 0200 1140 100 U2 Turbine/Generator Full Power
07/22/04 0300 1140 100 U2 Turbine/Generator Full Power
07/22/04 0400 1140 100 U2 Turbine/Generator Full Power
07/22/04 0500 1139 99.9 U2 Turbine/Generator Full Power
07/22/04 0600 1139 99.9 U2 Turbine/Generator Full Power
07/22/04 0700 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 0800 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 0900 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1000 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1100 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1200 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1300 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1400 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1500 1139 99.9 U2 Turbine/Generator Full Power



07/22/04 1600 1139 99.9 U2 Turbine/Generator Full Power
07/22/04 1700 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1800 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 1900 1138 99.9 U2 Turbine/Generator Full Power
07/22/04 2000 1139 100 U2 Turbine/Generator Full Power
07/22/04 2100 1140 100 U2 Turbine/Generator Full Power
07/22/04 2200 1140 100 U2 Turbine/Generator Full Power
07/22/04 2300 1140 100 U2 Turbine/Generator Full Power
07/22/04 2400 1140 100 U2 Turbine/Generator Full Power
07/23/04 0100 1140 100 U2 Turbine/Generator Full Power
07/23/04 0200 1140 100 U2 Turbine/Generator Full Power
07/23/04 0300 1141 100 U2 Turbine/Generator Full Power
07/23/04 0400 1140 100 U2 Turbine/Generator Full Power
07/23/04 0500 1141 100 U2 Turbine/Generator Full Power
07/23/04 0600 1141 100 U2 Turbine/Generator Full Power
07/23/04 0700 1141 99.9 U2 Turbine/Generator Full Power
07/23/04 0800 1140 100 U2 Turbine/Generator Full Power
07/23/04 0900 1141 100 U2 Turbine/Generator Full Power
07/23/04 1000 1140 99.9 U2 Turbine/Generator Full Power
07/23/04 1100 1140 100 U2 Turbine/Generator Full Power
07/23/04 1200 1140 100 U2 Turbine/Generator Full Power
07/23/04 1300 1140 99.9 U2 Turbine/Generator Full Power
07/23/04 1400 1141 100 U2 Turbine/Generator Full Power
07/23/04 1500 1141 100 U2 Turbine/Generator Full Power
07/23/04 1600 1140 100 U2 Turbine/Generator Full Power
07/23/04 1700 1140 100 U2 Turbine/Generator Full Power
07/23/04 1800 1140 100 U2 Turbine/Generator Full Power
07/23/04 1900 1140 100 U2 Turbine/Generator Full Power
07/23/04 2000 1140 100 U2 Turbine/Generator Full Power
07/23/04 2100 1140 100 U2 Turbine/Generator Full Power
07/23/04 2200 1141 100 U2 Turbine/Generator Full Power
07/23/04 2300 1140 100 U2 Turbine/Generator Full Power
07/23/04 2400 1140 100 U2 Turbine/Generator Full Power
07/24/04 0100 1140 100 U2 Turbine/Generator Full Power
07/24/04 0200 1140 100 U2 Turbine/Generator Full Power
07/24/04 0300 1141 100 U2 Turbine/Generator Full Power
07/24/04 0400 1141 100 U2 Turbine/Generator Full Power
07/24/04 0500 1141 100 U2 Turbine/Generator Full Power
07/24/04 0600 1142 100 U2 Turbine/Generator Full Power
07/24/04 0700 1140 100 U2 Turbine/Generator Full Power
07/24/04 0800 1140 100 U2 Turbine/Generator Full Power
07/24/04 0900 1140 100 U2 Turbine/Generator Full Power
07/24/04 1000 1140 100 U2 Turbine/Generator Full Power
07/24/04 1100 1139 99.9 U2 Turbine/Generator Full Power
07/24/04 1200 1139 100 U2 Turbine/Generator Full Power
07/24/04 1300 1139 99.9 U2 Turbine/Generator Full Power
07/24/04 1400 1139 100 U2 Turbine/Generator Full Power
07/24/04 1500 1140 100 U2 Turbine/Generator Full Power
07/24/04 1600 1140 99.9 U2 Turbine/Generator Full Power
07/24/04 1700 1140 100 U2 Turbine/Generator Full Power
07/24/04 1800 1140 100 U2 Turbine/Generator Full Power
07/24/04 1900 1140 100 U2 Turbine/Generator Full Power
07/24/04 2000 1140 100 U2 Turbine/Generator Full Power
07/24/04 2100 1139 100 U2 Turbine/Generator Full Power
07/24/04 2200 1140 100 22:02 U2 Starts ramp-down for Condenser cleaning.



07/24/04 2300 973 86 U2 Ramp-down.
07/24/04 2400 806 72.4 U2 Ramp-down.
07/25/04 0100 623 57.7 01:24 U2 Ramp-down complete.  Holding at 51%.
07/25/04 0200 520 50.5 Holding at 51% for Condenser cleaning.
07/25/04 0300 523 50.8 Holding at 51% for Condenser cleaning.
07/25/04 0400 530 51.3 Holding at 51% for Condenser cleaning.
07/25/04 0500 528 51.4 Holding at 51% for Condenser cleaning.
07/25/04 0600 528 51.3 Holding at 51% for Condenser cleaning.
07/25/04 0700 528 51.4 Holding at 51% for Condenser cleaning.
07/25/04 0800 527 51.3 Holding at 51% for Condenser cleaning.
07/25/04 0900 527 51.4 Holding at 51% for Condenser cleaning.
07/25/04 1000 528 51.3 Holding at 51% for Condenser cleaning.
07/25/04 1100 528 51.3 Holding at 51% for Condenser cleaning.
07/25/04 1200 527 51.3 Holding at 51% for Condenser cleaning.
07/25/04 1300 530 51.4 Holding at 51% for Condenser cleaning.
07/25/04 1400 557 51.8 14:00 U2 Started ramp-up to 97% RX power.
07/25/04 1500 722 64.7 U2 Ramp-up to 97%.
07/25/04 1600 906 78.8 U2 Ramp-up to 97%.
07/25/04 1700 1082 93.3 17:10 U2 Completed ramp-up to 97% RX power.
07/25/04 1800 1105 96.2 U2 Hold at 97% RX power.
07/25/04 1900 1107 96.4 U2 Hold at 97% RX power.
07/25/04 2000 1106 96.2 U2 Hold at 97% RX power.
07/25/04 2100 1106 96.2 U2 Hold at 97% RX power.
07/25/04 2200 1106 96.2 22:28 U2 Continued ramp-up to full power.
07/25/04 2300 1131 98.6 23:27 U2 at full RX power.  T/G ramp-up continues.
07/25/04 2400 1144 100 24:00 U2 Turbine/Generator at Full Power
07/26/04 0100 1142 100 U2 Turbine/Generator Full Power
07/26/04 0200 1144 100 U2 Turbine/Generator Full Power
07/26/04 0300 1144 100 U2 Turbine/Generator Full Power
07/26/04 0400 1144 100 U2 Turbine/Generator Full Power
07/26/04 0500 1144 100 U2 Turbine/Generator Full Power
07/26/04 0600 1144 100 U2 Turbine/Generator Full Power
07/26/04 0700 1144 99.9 U2 Turbine/Generator Full Power
07/26/04 0800 1142 99.8 U2 Turbine/Generator Full Power
07/26/04 0900 1141 99.8 U2 Turbine/Generator Full Power
07/26/04 1000 1142 99.8 U2 Turbine/Generator Full Power
07/26/04 1100 1142 99.9 U2 Turbine/Generator Full Power
07/26/04 1200 1142 99.8 U2 Turbine/Generator Full Power
07/26/04 1300 1142 99.9 U2 Turbine/Generator Full Power
07/26/04 1400 1142 99.8 U2 Turbine/Generator Full Power
07/26/04 1500 1142 99.8 U2 Turbine/Generator Full Power
07/26/04 1600 1143 99.9 U2 Turbine/Generator Full Power
07/26/04 1700 1144 99.7 U2 Turbine/Generator Full Power
07/26/04 1800 1143 99.9 U2 Turbine/Generator Full Power
07/26/04 1900 1143 99.9 U2 Turbine/Generator Full Power
07/26/04 2000 1143 99.9 U2 Turbine/Generator Full Power
07/26/04 2100 1142 99.9 U2 Turbine/Generator Full Power
07/26/04 2200 1142 99.9 U2 Turbine/Generator Full Power
07/26/04 2300 1143 99.9 U2 Turbine/Generator Full Power
07/26/04 2400 1144 99.9 U2 Turbine/Generator Full Power
07/27/04 0100 1144 99.9 U2 Turbine/Generator Full Power
07/27/04 0200 1144 100 U2 Turbine/Generator Full Power
07/27/04 0300 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 0400 1144 99.9 U2 Turbine/Generator Full Power
07/27/04 0500 1144 100 U2 Turbine/Generator Full Power



07/27/04 0600 1144 99.9 U2 Turbine/Generator Full Power
07/27/04 0700 1144 100 U2 Turbine/Generator Full Power
07/27/04 0800 1143 100 U2 Turbine/Generator Full Power
07/27/04 0900 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 1100 1143 100 U2 Turbine/Generator Full Power
07/27/04 1200 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 1300 1143 100 U2 Turbine/Generator Full Power
07/27/04 1400 1143 100 U2 Turbine/Generator Full Power
07/27/04 1500 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 1600 1144 99.9 U2 Turbine/Generator Full Power
07/27/04 1700 1144 100 U2 Turbine/Generator Full Power
07/27/04 1800 1144 100 U2 Turbine/Generator Full Power
07/27/04 1900 1144 100 U2 Turbine/Generator Full Power
07/27/04 2000 1143 100 U2 Turbine/Generator Full Power
07/27/04 2100 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 2200 1143 99.9 U2 Turbine/Generator Full Power
07/27/04 2300 1143 100 U2 Turbine/Generator Full Power
07/27/04 2400 1142 100 U2 Turbine/Generator Full Power
07/28/04 0100 1142 100 U2 Turbine/Generator Full Power
07/28/04 0200 1144 100 U2 Turbine/Generator Full Power
07/28/04 0300 1144 100 U2 Turbine/Generator Full Power
07/28/04 0400 1143 99.9 U2 Turbine/Generator Full Power
07/28/04 0500 1144 99.9 U2 Turbine/Generator Full Power
07/28/04 0600 1144 99.9 U2 Turbine/Generator Full Power
07/28/04 0700 1144 99.9 U2 Turbine/Generator Full Power
07/28/04 0800 1143 100 U2 Turbine/Generator Full Power
07/28/04 0900 1143 100 U2 Turbine/Generator Full Power
07/28/04 1000 1143 99.9 U2 Turbine/Generator Full Power
07/28/04 1100 1143 100.8 U2 Turbine/Generator Full Power
07/28/04 1200 1142 100.8 U2 Turbine/Generator Full Power
07/28/04 1300 1142 99.9 U2 Turbine/Generator Full Power
07/28/04 1400 1142 99.9 U2 Turbine/Generator Full Power
07/28/04 1500 1143 100.8 U2 Turbine/Generator Full Power
07/28/04 1600 1142 99.9 U2 Turbine/Generator Full Power
07/28/04 1700 1143 99.9 U2 Turbine/Generator Full Power
07/28/04 1800 1143 100 U2 Turbine/Generator Full Power
07/28/04 1900 1142 99.9 U2 Turbine/Generator Full Power
07/28/04 2000 1141 99.9 U2 Turbine/Generator Full Power
07/28/04 2100 1142 100 U2 Turbine/Generator Full Power
07/28/04 2200 1143 100 U2 Turbine/Generator Full Power
07/28/04 2300 1142 100 U2 Turbine/Generator Full Power
07/28/04 2400 1143 100 U2 Turbine/Generator Full Power
07/29/04 0100 1142 100 U2 Turbine/Generator Full Power
07/29/04 0200 1145 99.8 U2 Turbine/Generator Full Power
07/29/04 0300 1144 99.2 U2 Turbine/Generator Full Power
07/29/04 0400 1146 99.3 U2 Turbine/Generator Full Power
07/29/04 0500 1150 99.7 U2 Turbine/Generator Full Power
07/29/04 0600 1151 99.7 U2 Turbine/Generator Full Power
07/29/04 0700 1150 99.7 U2 Turbine/Generator Full Power
07/29/04 0800 1150 99.7 U2 Turbine/Generator Full Power
07/29/04 0900 1149 99.8 U2 Turbine/Generator Full Power
07/29/04 1000 1149 99.8 U2 Turbine/Generator Full Power
07/29/04 1100 1148 99.7 U2 Turbine/Generator Full Power
07/29/04 1200 1148 99.7 U2 Turbine/Generator Full Power



07/29/04 1300 1148 99.7 U2 Turbine/Generator Full Power
07/29/04 1400 1148 99.8 U2 Turbine/Generator Full Power
07/29/04 1500 1149 99.8 U2 Turbine/Generator Full Power
07/29/04 1600 1151 99.7 U2 Turbine/Generator Full Power
07/29/04 1700 1150 99.7 U2 Turbine/Generator Full Power
07/29/04 1800 1154 100 U2 Turbine/Generator Full Power
07/29/04 1900 1155 100 U2 Turbine/Generator Full Power
07/29/04 2000 1154 100 U2 Turbine/Generator Full Power
07/29/04 2100 1153 100 U2 Turbine/Generator Full Power
07/29/04 2200 1153 100 U2 Turbine/Generator Full Power
07/29/04 2300 1152 99.9 U2 Turbine/Generator Full Power
07/29/04 2400 1151 99.9 U2 Turbine/Generator Full Power
07/30/04 0100 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 0200 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 0300 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 0400 1151 100 U2 Turbine/Generator Full Power
07/30/04 0500 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 0600 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 0700 1154 99.9 U2 Turbine/Generator Full Power
07/30/04 0800 1153 99.9 U2 Turbine/Generator Full Power
07/30/04 0900 1154 100 U2 Turbine/Generator Full Power
07/30/04 1000 1153 100 U2 Turbine/Generator Full Power
07/30/04 1100 1152 100 U2 Turbine/Generator Full Power
07/30/04 1200 1152 100 U2 Turbine/Generator Full Power
07/30/04 1300 1151 100 U2 Turbine/Generator Full Power
07/30/04 1400 1151 100 U2 Turbine/Generator Full Power
07/30/04 1500 1151 100 U2 Turbine/Generator Full Power
07/30/04 1600 1151 100 U2 Turbine/Generator Full Power
07/30/04 1700 1153 100 U2 Turbine/Generator Full Power
07/30/04 1800 1153 100 U2 Turbine/Generator Full Power
07/30/04 1900 1153 100 U2 Turbine/Generator Full Power
07/30/04 2000 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 2100 1152 99.9 U2 Turbine/Generator Full Power
07/30/04 2200 1151 100 U2 Turbine/Generator Full Power
07/30/04 2300 1153 100 U2 Turbine/Generator Full Power
07/30/04 2400 1152 100 U2 Turbine/Generator Full Power
07/31/04 0100 1152 100 U2 Turbine/Generator Full Power
07/31/04 0200 1151 100 U2 Turbine/Generator Full Power
07/31/04 0300 1152 100 U2 Turbine/Generator Full Power
07/31/04 0400 1152 100 U2 Turbine/Generator Full Power
07/31/04 0500 1152 100 U2 Turbine/Generator Full Power
07/31/04 0600 1152 100 U2 Turbine/Generator Full Power
07/31/04 0700 1153 100 U2 Turbine/Generator Full Power
07/31/04 0800 1153 100 U2 Turbine/Generator Full Power
07/31/04 0900 1153 100 U2 Turbine/Generator Full Power
07/31/04 1000 1153 100 U2 Turbine/Generator Full Power
07/31/04 1100 1154 100 U2 Turbine/Generator Full Power
07/31/04 1200 1154 100 U2 Turbine/Generator Full Power
07/31/04 1300 1153 100 U2 Turbine/Generator Full Power
07/31/04 1400 1153 100 U2 Turbine/Generator Full Power
07/31/04 1500 1152 100 U2 Turbine/Generator Full Power
07/31/04 1600 1153 100 U2 Turbine/Generator Full Power
07/31/04 1700 1153 100 U2 Turbine/Generator Full Power
07/31/04 1800 1152 100 U2 Turbine/Generator Full Power
07/31/04 1900 1152 100 U2 Turbine/Generator Full Power



07/31/04 2000 1151 100 U2 Turbine/Generator Full Power
07/31/04 2100 1153 100 U2 Turbine/Generator Full Power
07/31/04 2200 1152 100 U2 Turbine/Generator Full Power
07/31/04 2300 1153 100 U2 Turbine/Generator Full Power
07/31/04 2400 1153 100 U2 Turbine/Generator Full Power
08/01/04 0100 1151 100 U2 Turbine/Generator Full Power
08/01/04 0200 1152 99.9 U2 Turbine/Generator Full Power
08/01/04 0300 1152 99.9 U2 Turbine/Generator Full Power
08/01/04 0400 1152 100 U2 Turbine/Generator Full Power
08/01/04 0500 1153 100 U2 Turbine/Generator Full Power
08/01/04 0600 1152 100 U2 Turbine/Generator Full Power
08/01/04 0700 1152 100 U2 Turbine/Generator Full Power
08/01/04 0800 1153 100 U2 Turbine/Generator Full Power
08/01/04 0900 1153 100 U2 Turbine/Generator Full Power
08/01/04 1000 1153 100 U2 Turbine/Generator Full Power
08/01/04 1100 1153 100 U2 Turbine/Generator Full Power
08/01/04 1200 1152 100 U2 Turbine/Generator Full Power
08/01/04 1300 1152 100 U2 Turbine/Generator Full Power
08/01/04 1400 1153 100 U2 Turbine/Generator Full Power
08/01/04 1500 1153 100 U2 Turbine/Generator Full Power
08/01/04 1600 1153 100 U2 Turbine/Generator Full Power
08/01/04 1700 1153 100 U2 Turbine/Generator Full Power
08/01/04 1800 1154 100 U2 Turbine/Generator Full Power
08/01/04 1900 1154 100 U2 Turbine/Generator Full Power
08/01/04 2000 1153 100 U2 Turbine/Generator Full Power
08/01/04 2100 1154 100 U2 Turbine/Generator Full Power
08/01/04 2200 1153 100 U2 Turbine/Generator Full Power
08/01/04 2300 1153 100 U2 Turbine/Generator Full Power
08/01/04 2400 1153 100 U2 Turbine/Generator Full Power
08/02/04 0100 1153 100 U2 Turbine/Generator Full Power
08/02/04 0200 1153 100 U2 Turbine/Generator Full Power
08/02/04 0300 1153 100 U2 Turbine/Generator Full Power
08/02/04 0400 1153 100 U2 Turbine/Generator Full Power
08/02/04 0500 1152 100 U2 Turbine/Generator Full Power
08/02/04 0600 1153 100 U2 Turbine/Generator Full Power
08/02/04 0700 1152 100 U2 Turbine/Generator Full Power
08/02/04 0800 1152 100 U2 Turbine/Generator Full Power
08/02/04 0900 1152 100 U2 Turbine/Generator Full Power
08/02/04 1000 1152 100 U2 Turbine/Generator Full Power
08/02/04 1100 1152 100 U2 Turbine/Generator Full Power
08/02/04 1200 1152 100 U2 Turbine/Generator Full Power
08/02/04 1300 1151 100 U2 Turbine/Generator Full Power
08/02/04 1400 1151 100 U2 Turbine/Generator Full Power
08/02/04 1500 1152 100 U2 Turbine/Generator Full Power
08/02/04 1600 1152 100 U2 Turbine/Generator Full Power
08/02/04 1700 1152 100 U2 Turbine/Generator Full Power
08/02/04 1800 1152 100 U2 Turbine/Generator Full Power
08/02/04 1900 1152 100 U2 Turbine/Generator Full Power
08/02/04 2000 1153 100 U2 Turbine/Generator Full Power
08/02/04 2100 1152 100 U2 Turbine/Generator Full Power
08/02/04 2200 1152 99.9 U2 Turbine/Generator Full Power
08/02/04 2300 1153 100 U2 Turbine/Generator Full Power
08/02/04 2400 1152 100 U2 Turbine/Generator Full Power
08/03/04 0100 1153 100 U2 Turbine/Generator Full Power
08/03/04 0200 1152 100 U2 Turbine/Generator Full Power



08/03/04 0300 1152 100 U2 Turbine/Generator Full Power
08/03/04 0400 1152 100 U2 Turbine/Generator Full Power
08/03/04 0500 1153 100 U2 Turbine/Generator Full Power
08/03/04 0600 1152 99.9 U2 Turbine/Generator Full Power
08/03/04 0700 1151 100 U2 Turbine/Generator Full Power
08/03/04 0800 1151 100 U2 Turbine/Generator Full Power
08/03/04 0900 1152 99.9 U2 Turbine/Generator Full Power
08/03/04 1000 1152 100 U2 Turbine/Generator Full Power
08/03/04 1100 1152 100 U2 Turbine/Generator Full Power
08/03/04 1200 1152 100 U2 Turbine/Generator Full Power
08/03/04 1300 1151 100 U2 Turbine/Generator Full Power
08/03/04 1400 1151 100 U2 Turbine/Generator Full Power
08/03/04 1500 1151 100 U2 Turbine/Generator Full Power
08/03/04 1600 1151 100 U2 Turbine/Generator Full Power
08/03/04 1700 1151 100 U2 Turbine/Generator Full Power
08/03/04 1800 1151 100 U2 Turbine/Generator Full Power
08/03/04 1900 1151 100 U2 Turbine/Generator Full Power
08/03/04 2000 1152 99.9 U2 Turbine/Generator Full Power
08/03/04 2100 1152 99.9 U2 Turbine/Generator Full Power
08/03/04 2200 1151 99.9 U2 Turbine/Generator Full Power
08/03/04 2300 1152 99.9 U2 Turbine/Generator Full Power
08/03/04 2400 1151 99.9 U2 Turbine/Generator Full Power
08/04/04 0100 1151 100 U2 Turbine/Generator Full Power
08/04/04 0200 1152 100 U2 Turbine/Generator Full Power
08/04/04 0300 1151 99.9 U2 Turbine/Generator Full Power
08/04/04 0400 1151 99.9 U2 Turbine/Generator Full Power
08/04/04 0500 1152 100 U2 Turbine/Generator Full Power
08/04/04 0600 1152 99.9 U2 Turbine/Generator Full Power
08/04/04 0700 1152 99.9 U2 Turbine/Generator Full Power
08/04/04 0800 1152 99.9 U2 Turbine/Generator Full Power
08/04/04 0900 1148 100 U2 Turbine/Generator Full Power
08/04/04 1000 1149 100 U2 Turbine/Generator Full Power
08/04/04 1100 1149 100 U2 Turbine/Generator Full Power
08/04/04 1200 1149 100 U2 Turbine/Generator Full Power
08/04/04 1300 1149 99.9 U2 Turbine/Generator Full Power
08/04/04 1400 1151 100 U2 Turbine/Generator Full Power
08/04/04 1500 1151 100 U2 Turbine/Generator Full Power
08/04/04 1600 1151 100 U2 Turbine/Generator Full Power
08/04/04 1700 1151 100 U2 Turbine/Generator Full Power
08/04/04 1800 1151 100 U2 Turbine/Generator Full Power
08/04/04 1900 1151 100 U2 Turbine/Generator Full Power
08/04/04 2000 1151 99.9 U2 Turbine/Generator Full Power
08/04/04 2100 1151 100 U2 Turbine/Generator Full Power
08/04/04 2200 1152 100.4 U2 Turbine/Generator Full Power
08/04/04 2300 1151 100.3 U2 Turbine/Generator Full Power
08/04/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/05/04 0100 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0200 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0300 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0400 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0500 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0600 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0700 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0800 1151 99.9 U2 Turbine/Generator Full Power
08/05/04 0900 1151 100 U2 Turbine/Generator Full Power



08/05/04 1000 1150 99.9 U2 Turbine/Generator Full Power
08/05/04 1100 1150 99.9 U2 Turbine/Generator Full Power
08/05/04 1200 1150 100 U2 Turbine/Generator Full Power
08/05/04 1300 1150 100 U2 Turbine/Generator Full Power
08/05/04 1400 1150 99.9 U2 Turbine/Generator Full Power
08/05/04 1500 1150 100 U2 Turbine/Generator Full Power
08/05/04 1600 1149 100 U2 Turbine/Generator Full Power
08/05/04 1700 1149 99.9 U2 Turbine/Generator Full Power
08/05/04 1800 1149 99.9 U2 Turbine/Generator Full Power
08/05/04 1900 1149 99.9 U2 Turbine/Generator Full Power
08/05/04 2000 1150 100 U2 Turbine/Generator Full Power
08/05/04 2100 1149 99.9 U2 Turbine/Generator Full Power
08/05/04 2200 1150 100.4 U2 Turbine/Generator Full Power
08/05/04 2300 1149 100.3 U2 Turbine/Generator Full Power
08/05/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0100 1150 100 U2 Turbine/Generator Full Power
08/06/04 0200 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0300 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0400 1151 99.9 U2 Turbine/Generator Full Power
08/06/04 0500 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0600 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0700 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 0800 1151 99.9 U2 Turbine/Generator Full Power
08/06/04 0900 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 1000 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 1100 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 1200 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 1300 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 1400 1149 100 U2 Turbine/Generator Full Power
08/06/04 1500 1149 100 U2 Turbine/Generator Full Power
08/06/04 1600 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 1700 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 1800 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 1900 1149 99.9 U2 Turbine/Generator Full Power
08/06/04 2000 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 2100 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 2200 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 2300 1150 99.9 U2 Turbine/Generator Full Power
08/06/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0100 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0200 1151 99.9 U2 Turbine/Generator Full Power
08/07/04 0300 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0400 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0500 1152 99.9 U2 Turbine/Generator Full Power
08/07/04 0600 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0700 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0800 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 0900 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 1000 1149 100 U2 Turbine/Generator Full Power
08/07/04 1100 1149 100 U2 Turbine/Generator Full Power
08/07/04 1200 1149 100 U2 Turbine/Generator Full Power
08/07/04 1300 1148 99.9 U2 Turbine/Generator Full Power
08/07/04 1400 1149 99.9 U2 Turbine/Generator Full Power
08/07/04 1500 1149 100.5 U2 Turbine/Generator Full Power
08/07/04 1600 1150 100.5 U2 Turbine/Generator Full Power



08/07/04 1700 1150 100.5 U2 Turbine/Generator Full Power
08/07/04 1800 1149 100.4 U2 Turbine/Generator Full Power
08/07/04 1900 1150 99.9 U2 Turbine/Generator Full Power
08/07/04 2000 1150 100.5 U2 Turbine/Generator Full Power
08/07/04 2100 1149 100.5 U2 Turbine/Generator Full Power
08/07/04 2200 1151 99.9 U2 Turbine/Generator Full Power
08/07/04 2300 1149 99.9 U2 Turbine/Generator Full Power
08/07/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 0100 1150 100 U2 Turbine/Generator Full Power
08/08/04 0200 1151 99.9 U2 Turbine/Generator Full Power
08/08/04 0300 1151 100 U2 Turbine/Generator Full Power
08/08/04 0400 1151 99.9 U2 Turbine/Generator Full Power
08/08/04 0500 1151 99.9 U2 Turbine/Generator Full Power
08/08/04 0600 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 0700 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 0800 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 0900 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 1000 1150 100 U2 Turbine/Generator Full Power
08/08/04 1100 1150 100 U2 Turbine/Generator Full Power
08/08/04 1200 1148 99.9 U2 Turbine/Generator Full Power
08/08/04 1300 1149 99.9 U2 Turbine/Generator Full Power
08/08/04 1400 1149 99.9 U2 Turbine/Generator Full Power
08/08/04 1500 1149 99.9 U2 Turbine/Generator Full Power
08/08/04 1600 1150 100 U2 Turbine/Generator Full Power
08/08/04 1700 1149 99.9 U2 Turbine/Generator Full Power
08/08/04 1800 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 1900 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 2000 1149 99.9 U2 Turbine/Generator Full Power
08/08/04 2100 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 2200 1150 99.9 U2 Turbine/Generator Full Power
08/08/04 2300 1150 100 U2 Turbine/Generator Full Power
08/08/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 0100 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 0200 1150 100 U2 Turbine/Generator Full Power
08/09/04 0300 1150 100 U2 Turbine/Generator Full Power
08/09/04 0400 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 0500 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 0600 1151 99.9 U2 Turbine/Generator Full Power
08/09/04 0700 1149 99.9 U2 Turbine/Generator Full Power
08/09/04 0800 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 0900 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 1000 1149 100 U2 Turbine/Generator Full Power
08/09/04 1100 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 1200 1149 100 U2 Turbine/Generator Full Power
08/09/04 1300 1150 100 U2 Turbine/Generator Full Power
08/09/04 1400 1149 100 U2 Turbine/Generator Full Power
08/09/04 1500 1148 99.9 U2 Turbine/Generator Full Power
08/09/04 1600 1148 99.9 U2 Turbine/Generator Full Power
08/09/04 1700 1149 99.9 U2 Turbine/Generator Full Power
08/09/04 1800 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 1900 1149 100 U2 Turbine/Generator Full Power
08/09/04 2000 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 2100 1151 99.9 U2 Turbine/Generator Full Power
08/09/04 2200 1150 99.9 U2 Turbine/Generator Full Power
08/09/04 2300 1150 99.9 U2 Turbine/Generator Full Power



08/09/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/10/04 0100 1149 99.9 U2 Turbine/Generator Full Power
08/10/04 0200 1150 99.9 U2 Turbine/Generator Full Power
08/10/04 0300 1150 99.9 U2 Turbine/Generator Full Power
08/10/04 0400 1150 99.9 U2 Turbine/Generator Full Power
08/10/04 0500 1150 99.9 U2 Turbine/Generator Full Power
08/10/04 0600 1150 100 U2 Turbine/Generator Full Power
08/10/04 0700 1151 99.9 U2 Turbine/Generator Full Power
08/10/04 0800 1151 100 U2 Turbine/Generator Full Power
08/10/04 0900 1151 99.9 U2 Turbine/Generator Full Power
08/10/04 1000 1151 99.9 10:33 U2 Started reduction to 97.5% for STP R-7B
08/10/04 1100 1136 98.6 11:26 U2 Reduction complete.
08/10/04 1200 1125 97.4 U2 Holding at 97.5% for STP R-7B
08/10/04 1300 1124 97.4 U2 Holding at 97.5% for STP R-7B
08/10/04 1400 1124 97.4 U2 Holding at 97.5% for STP R-7B
08/10/04 1500 1125 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 1600 1125 97.4 U2 Holding at 97.5% for STP R-7B
08/10/04 1700 1129 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 1800 1129 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 1900 1127 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 2000 1127 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 2100 1127 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 2200 1128 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 2300 1127 97.5 U2 Holding at 97.5% for STP R-7B
08/10/04 2400 1128 97.5 U2 Holding at 97.5% for STP R-7B
08/11/04 0100 1127 97.4 U2 Holding at 97.5% for STP R-7B
08/11/04 0200 1127 99 02:00 NFF reset, increasing Rx Power reading to 99%.  R-7B in progress
08/11/04 0300 1128 99 U2 Holding for STP R-7B
08/11/04 0400 1128 99 U2 Holding for STP R-7B
08/11/04 0500 1127 99 U2 Holding for STP R-7B
08/11/04 0600 1128 99 U2 Holding for STP R-7B
08/11/04 0700 1128 99 U2 Holding for STP R-7B
08/11/04 0800 1128 99 U2 Holding for STP R-7B
08/11/04 0900 1127 99 U2 Holding for STP R-7B
08/11/04 1000 1127 99 U2 Holding for STP R-7B
08/11/04 1100 1127 98.9 U2 Holding for STP R-7B
08/11/04 1200 1126 98.9 U2 Holding for STP R-7B
08/11/04 1300 1126 98.8 U2 Holding for STP R-7B
08/11/04 1400 1125 97.3 U2 Holding for STP R-7B
08/11/04 1500 1125 97.4 U2 Holding for STP R-7B
08/11/04 1600 1123 97.8 U2 Holding for STP R-7B
08/11/04 1700 1121 97.4 U2 Holding for STP R-7B
08/11/04 1800 1119 97.4 U2 Holding for STP R-7B
08/11/04 1900 1122 97.4 U2 Holding for STP R-7B
08/11/04 2000 1123 97.5 U2 Holding for STP R-7B
08/11/04 2100 1126 97.5 U2 Holding for STP R-7B
08/11/04 2200 1126 97.4 22:25 U2 STP R-7B Complete.  Started Ramp-up to full power.
08/11/04 2300 1134 98.2 U2 Ramp-up to full power
08/11/04 2400 1146 99.6 U2 Ramp-up to full power
08/12/04 0100 1147 99.6 U2 Ramp-up to full power
08/12/04 0200 1147 99.5 U2 Ramp-up to full power
08/12/04 0300 1147 99.6 U2 Ramp-up to full power
08/12/04 0400 1147 99.6 U2 Ramp-up to full power
08/12/04 0500 1147 99.7 U2 Ramp-up to full power
08/12/04 0600 1147 99.8 U2 Ramp-up to full power



08/12/04 0700 1147 99.6 U2 Ramp-up to full power
08/12/04 0800 1145 99.6 U2 Ramp-up to full power
08/12/04 0900 1143 99.5 U2 Ramp-up to full power
08/12/04 1000 1144 99.5 U2 Ramp-up to full power
08/12/04 1100 1143 99.6 U2 Ramp-up to full power
08/12/04 1200 1143 99.6 U2 Ramp-up to full power
08/12/04 1300 1144 99.6 U2 Ramp-up to full power
08/12/04 1400 1146 99.8 U2 Ramp-up to full power
08/12/04 1500 1147 100 15:00 (approx) U2 RX and Turbine at full power.
08/12/04 1600 1147 99.9 U2 Turbine/Generator Full Power
08/12/04 1700 1147 99.9 U2 Turbine/Generator Full Power
08/12/04 1800 1147 99.8 U2 Turbine/Generator Full Power
08/12/04 1900 1149 99.8 U2 Turbine/Generator Full Power
08/12/04 2000 1149 99.8 U2 Turbine/Generator Full Power
08/12/04 2100 1149 99.8 U2 Turbine/Generator Full Power
08/12/04 2200 1149 99.8 U2 Turbine/Generator Full Power
08/12/04 2300 1148 99.8 U2 Turbine/Generator Full Power
08/12/04 2400 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0100 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0200 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0300 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0400 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0500 1148 99.9 U2 Turbine/Generator Full Power
08/13/04 0600 1148 99.8 U2 Turbine/Generator Full Power
08/13/04 0700 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 0800 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 0900 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 1000 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 1100 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 1200 1149 100 U2 Turbine/Generator Full Power
08/13/04 1300 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 1400 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 1500 1149 99.9 U2 Turbine/Generator Full Power
08/13/04 1600 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 1700 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 1800 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 1900 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 2000 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 2100 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 2200 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 2300 1150 99.9 U2 Turbine/Generator Full Power
08/13/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/14/04 0100 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0200 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0300 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0400 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0500 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0600 1150 99.9 U2 Turbine/Generator Full Power
08/14/04 0700 1150 99.9 U2 Turbine/Generator Full Power
08/14/04 0800 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 0900 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 1000 1150 99.9 U2 Turbine/Generator Full Power
08/14/04 1100 1148 99.9 U2 Turbine/Generator Full Power
08/14/04 1200 1148 99.9 U2 Turbine/Generator Full Power
08/14/04 1300 1148 99.9 U2 Turbine/Generator Full Power



08/14/04 1400 1148 99.9 U2 Turbine/Generator Full Power
08/14/04 1500 1139 100 U2 Turbine/Generator Full Power
08/14/04 1600 1139 100 U2 Turbine/Generator Full Power
08/14/04 1700 1149 100.2 U2 Turbine/Generator Full Power
08/14/04 1800 1147 99.8 U2 Turbine/Generator Full Power
08/14/04 1900 1147 99.8 U2 Turbine/Generator Full Power
08/14/04 2000 1148 99.8 U2 Turbine/Generator Full Power
08/14/04 2100 1148 99.8 U2 Turbine/Generator Full Power
08/14/04 2200 1148 99.8 U2 Turbine/Generator Full Power
08/14/04 2300 1149 99.9 U2 Turbine/Generator Full Power
08/14/04 2400 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 0100 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 0200 1150 99.9 U2 Turbine/Generator Full Power
08/15/04 0300 1149 100 U2 Turbine/Generator Full Power
08/15/04 0400 1150 99.9 U2 Turbine/Generator Full Power
08/15/04 0500 1150 100 U2 Turbine/Generator Full Power
08/15/04 0600 1150 99.9 U2 Turbine/Generator Full Power
08/15/04 0700 1150 100 U2 Turbine/Generator Full Power
08/15/04 0800 1150 99.9 U2 Turbine/Generator Full Power
08/15/04 0900 1150 100 U2 Turbine/Generator Full Power
08/15/04 1000 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 1100 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 1200 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 1300 1149 100 U2 Turbine/Generator Full Power
08/15/04 1400 1150 100 U2 Turbine/Generator Full Power
08/15/04 1500 1148 100 U2 Turbine/Generator Full Power
08/15/04 1600 1148 100 U2 Turbine/Generator Full Power
08/15/04 1700 1149 100 U2 Turbine/Generator Full Power
08/15/04 1800 1149 100 U2 Turbine/Generator Full Power
08/15/04 1900 1148 99.9 U2 Turbine/Generator Full Power
08/15/04 2000 1149 99.9 U2 Turbine/Generator Full Power
08/15/04 2100 1150 100 U2 Turbine/Generator Full Power
08/15/04 2200 1151 100 U2 Turbine/Generator Full Power
08/15/04 2300 1150 100 U2 Turbine/Generator Full Power
08/15/04 2400 1151 100 U2 Turbine/Generator Full Power
08/16/04 0100 1150 100 U2 Turbine/Generator Full Power
08/16/04 0200 1150 100 U2 Turbine/Generator Full Power
08/16/04 0300 1150 100 U2 Turbine/Generator Full Power
08/16/04 0400 1150 100 U2 Turbine/Generator Full Power
08/16/04 0500 1151 100 U2 Turbine/Generator Full Power
08/16/04 0600 1152 100 U2 Turbine/Generator Full Power
08/16/04 0700 1150 100 U2 Turbine/Generator Full Power
08/16/04 0800 1151 100 U2 Turbine/Generator Full Power
08/16/04 0900 1150 100 U2 Turbine/Generator Full Power
08/16/04 1000 1150 100 U2 Turbine/Generator Full Power
08/16/04 1100 1149 100 U2 Turbine/Generator Full Power
08/16/04 1200 1148 100 U2 Turbine/Generator Full Power
08/16/04 1300 1149 100 U2 Turbine/Generator Full Power
08/16/04 1400 1149 100 U2 Turbine/Generator Full Power
08/16/04 1500 1149 100 U2 Turbine/Generator Full Power
08/16/04 1600 1149 100 U2 Turbine/Generator Full Power
08/16/04 1700 1149 100 U2 Turbine/Generator Full Power
08/16/04 1800 1149 100 U2 Turbine/Generator Full Power
08/16/04 1900 1149 99.9 U2 Turbine/Generator Full Power
08/16/04 2000 1148 99.9 U2 Turbine/Generator Full Power



08/16/04 2100 1149 99.9 U2 Turbine/Generator Full Power
08/16/04 2200 1149 99.9 U2 Turbine/Generator Full Power
08/16/04 2300 1149 99.9 U2 Turbine/Generator Full Power
08/16/04 2400 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0100 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0200 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0300 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0400 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0500 1150 99.9 U2 Turbine/Generator Full Power
08/17/04 0600 1149 99.9 U2 Turbine/Generator Full Power
08/17/04 0700 1150 100 U2 Turbine/Generator Full Power
08/17/04 0800 1150 100 U2 Turbine/Generator Full Power
08/17/04 0900 1149 99.9 U2 Turbine/Generator Full Power
08/17/04 1000 1149 99.9 U2 Turbine/Generator Full Power
08/17/04 1100 1148 99.9 U2 Turbine/Generator Full Power
08/17/04 1200 1148 99.9 U2 Turbine/Generator Full Power
08/17/04 1300 1148 99.9 U2 Turbine/Generator Full Power
08/17/04 1400 1148 100 U2 Turbine/Generator Full Power
08/17/04 1500 1148 99.9 U2 Turbine/Generator Full Power
08/17/04 1600 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 1700 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 1800 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 1900 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 2000 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 2100 1148 100.3 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 2200 1150 100.3 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 2300 1147 99.8 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/17/04 2400 1150 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0100 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0300 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0400 1149 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0500 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0600 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0800 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 0900 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1000 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1200 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1300 1149 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1400 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1500 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1600 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1700 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1800 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 1900 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 2000 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 2100 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 2200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 2300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/18/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0100 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0200 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/19/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0500 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0600 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0800 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 0900 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1000 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1100 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1200 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1500 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1600 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1700 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1800 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 1900 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 2000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 2100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 2200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 2300 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/19/04 2400 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0100 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0400 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0500 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0600 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0800 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 0900 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1000 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1100 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1300 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1500 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1800 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 1900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 2000 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/20/04 2100 1147 100 21:01 U2 Reduction to 53% for Circ Water Sys cleaning.
08/20/04 2200 995 86.7 U2 Reduction to 53% power in progress.
08/20/04 2300 832 73.9 U2 Reduction to 53% power in progress.
08/20/04 2400 651 59.4 U2 Reduction to 53% power in progress.
08/21/04 0100 548 52.6 00:49 U2 Reductiion to 53% complete.
08/21/04 0200 550 53 U2 Holding for Circ Water Sys cleaning.
08/21/04 0300 553 53.3 U2 Holding for Circ Water Sys cleaning.
08/21/04 0400 552 53.3 U2 Holding for Circ Water Sys cleaning.
08/21/04 0500 553 53.4 U2 Holding for Circ Water Sys cleaning.
08/21/04 0600 554 53.5 U2 Holding for Circ Water Sys cleaning.
08/21/04 0700 554 53.4 U2 Holding for Circ Water Sys cleaning.
08/21/04 0800 554 53.3 U2 Holding for Circ Water Sys cleaning.
08/21/04 0900 553 53.3 U2 Holding for Circ Water Sys cleaning.
08/21/04 1000 555 53.4 U2 Holding for Circ Water Sys cleaning.



08/21/04 1100 555 53.4 U2 Holding for Circ Water Sys cleaning.
08/21/04 1200 556 53.2 U2 Holding for Circ Water Sys cleaning.
08/21/04 1300 556 53.4 U2 Holding for Circ Water Sys cleaning.
08/21/04 1400 558 53.6 U2 Holding for Circ Water Sys cleaning.
08/21/04 1500 557 53.9 15:57 Started ramp-up to 97% power.
08/21/04 1600 590 54 U2 Ramp-up to 97%, then full power.
08/21/04 1700 782 66 U2 Ramp-up to 97%, then full power.
08/21/04 1800 942 81.4 U2 Ramp-up to 97%, then full power.
08/21/04 1900 1081 93 U2 Ramp-up to 97%, then full power.
08/21/04 2000 1087 93.5 U2 Ramp-up to 97%, then full power.
08/21/04 2100 1087 93.6 U2 Ramp-up to 97%, then full power.
08/21/04 2200 1088 95 U2 Ramp-up to 97%, then full power.
08/21/04 2300 1088 95.1 U2 Ramp-up to 97%, then full power.
08/21/04 2400 1094 95.7 U2 Ramp-up to 97%, then full power.
08/22/04 0100 1106 97.1 U2 Ramp-up to 97%, then full power.
08/22/04 0200 1126 99.2 02:03 U2 Reactor at full power
08/22/04 0300 1133 99.8 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0400 1132 99.8 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0500 1133 99.8 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0600 1133 99.8 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0700 1133 99.7 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0800 1133 99.7 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 0900 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1000 1137 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1100 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1200 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1300 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1400 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1500 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1600 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1700 1134 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1800 1134 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 1900 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 2000 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 2100 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 2200 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 2300 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/22/04 2400 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0100 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0200 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0300 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0400 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0500 1135 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0600 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0700 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0800 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 0900 1136 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1000 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1100 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1200 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1300 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1400 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1500 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1600 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1700 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  



08/23/04 1800 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 1900 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 2000 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 2100 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 2200 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 2300 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/23/04 2400 1134 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0100 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0200 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0300 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0400 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0500 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0600 1135 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0700 1134 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0800 1134 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 0900 1134 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1000 1133 99.9 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1100 1134 99.2 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1200 1133 99.2 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1300 1132 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1400 1133 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1500 1132 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1600 1132 100 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1700 1132 98.5 U2 T/G ramp-up continues.  Reduced output due to NFF.  
08/24/04 1800 1147 100 18:00 (approx) Turbine/Generator at full power.
08/24/04 1900 1148 100.1 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2000 1149 100.1 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2200 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2300 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/24/04 2400 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0100 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0300 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0500 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0600 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0800 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 0900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1600 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1700 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 1900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2100 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2200 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/25/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/26/04 0100 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0300 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0400 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0500 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0600 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0800 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 0900 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1000 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1300 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1400 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1500 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1600 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1700 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1800 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 1900 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2000 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2200 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2300 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/26/04 2400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0200 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0300 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0400 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0500 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0600 1150 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0700 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0800 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 0900 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1000 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1100 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1200 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1300 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1400 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 1900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2000 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/27/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0100 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0200 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0400 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0500 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0600 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/28/04 0800 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 0900 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1100 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1300 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1600 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1700 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1800 1146 101 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 1900 1145 101 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2000 1145 100.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2100 1146 101 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/28/04 2400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0200 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0300 1140 101 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0400 1140 101 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0500 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 0900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1000 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1300 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1400 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1500 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1600 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1700 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1800 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 1900 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2000 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2100 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2200 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2300 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/29/04 2400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0100 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0500 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0700 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 0900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1000 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1300 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1400 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



08/30/04 1500 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1600 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1700 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1800 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 1900 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2200 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/30/04 2400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0300 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0500 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 0900 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1600 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1700 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1800 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 1900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 2000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 2100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 2200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 2300 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
08/31/04 2400 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0800 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 0900 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1200 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 1900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 2000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 2100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/01/04 2200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 2300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/01/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0100 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0500 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0600 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0700 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0800 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 0900 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1000 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1100 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1200 1149 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1300 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1400 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1500 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1600 1148 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1700 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1800 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 1900 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 2000 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 2100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 2200 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 2300 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/02/04 2400 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0200 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0300 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0700 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0800 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 0900 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1000 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1200 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1300 1148 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1400 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1500 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1700 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1800 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 1900 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 2000 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 2100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 2200 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 2300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/03/04 2400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0300 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/04/04 0500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0700 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0800 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 0900 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1400 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1600 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1700 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1800 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 1900 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 2000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 2100 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 2200 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 2300 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/04/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0500 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0600 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0700 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0800 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 0900 1146 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1000 1147 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1100 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1200 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1300 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1400 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1500 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1600 1144 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1700 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1800 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 1900 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 2000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 2100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 2200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 2300 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/05/04 2400 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0100 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0200 1146 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0400 1147 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0500 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0600 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 0700 1135 100 U2 PPC failure.  AR A0617938.
09/06/04 0800 1134 100 U2 PPC failure.  AR A0617938.
09/06/04 0900 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1000 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1100 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/06/04 1200 1135 100 U2 PPC failure.  AR A0617940.
09/06/04 1300 1134 100 U2 PPC failure.  AR A0617940.
09/06/04 1400 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1500 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1600 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1700 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1800 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 1900 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 2000 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 2100 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 2200 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 2300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/06/04 2400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0100 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0200 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0600 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0700 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0800 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 0900 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1000 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1100 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1200 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1300 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1400 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1500 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1600 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1700 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1800 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 1900 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 2000 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 2100 1144 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 2200 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 2300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/07/04 2400 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0100 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0200 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0300 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0400 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0500 1145 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0600 1145 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0700 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0800 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 0900 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1000 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1100 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1200 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1300 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1400 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1500 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1600 1133 100 U2 More PPC failures. 
09/08/04 1700 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 1800 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/08/04 1900 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 2000 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 2100 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 2200 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 2300 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/08/04 2400 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0100 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0200 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0300 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0400 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0500 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0600 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0700 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0800 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 0900 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1000 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1100 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1200 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1300 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1400 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1500 1139 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1600 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1700 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1800 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 1900 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 2000 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 2100 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 2200 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 2300 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/09/04 2400 1140 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0100 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0200 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0300 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0400 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0500 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0600 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0700 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0800 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 0900 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1000 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1100 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1200 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1300 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1400 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1500 1139 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1600 1139 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1700 1138 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1800 1139 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 1900 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 2000 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 2100 1142 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 2200 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 2300 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/10/04 2400 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0100 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/11/04 0200 1143 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0300 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0400 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0500 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0600 1142 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0700 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0800 1143 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 0900 1132 100 U2 More PPC failures. 
09/11/04 1000 1133 100 U2 More PPC failures. 
09/11/04 1100 1133 100 U2 More PPC failures. 
09/11/04 1200 1132 100 U2 More PPC failures. 
09/11/04 1300 1132 100 U2 More PPC failures. 
09/11/04 1400 1131 100 U2 More PPC failures. 
09/11/04 1500 1131 100 U2 More PPC failures. 
09/11/04 1600 1130 100 U2 More PPC failures. 
09/11/04 1700 1129 100 U2 More PPC failures. 
09/11/04 1800 1128 100 U2 More PPC failures. 
09/11/04 1900 1128 100 U2 More PPC failures. 
09/11/04 2000 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 2100 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 2200 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 2300 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/11/04 2400 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0100 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0200 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0300 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0400 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0500 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0600 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0700 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0800 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 0900 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1000 1141 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1100 1140 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1200 1139 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1300 1137 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1400 1138 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1500 1137 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1600 1138 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1700 1139 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1800 1138 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 1900 1138 100 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 2000 1138 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 2100 1138 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 2200 1141 99.9 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 2300 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/12/04 2400 1140 100.6 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0100 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0200 1140 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0300 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0400 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0500 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0600 1140 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0700 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 0800 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.



09/13/04 0900 1140 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 1000 1140 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 1100 1140 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 1200 1139 100.5 U2 T/G Full Power.  Secondary impacted by warmer ocean temp.
09/13/04 1300 1139 100.5 13:02 U2 Reduced 30 Mw for STP R-2B2 NFF and more PPC failures.
09/13/04 1400 1100 100 13:30 U2 Completed power reduction.  Hold for PPC repair.
09/13/04 1500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 1600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 1700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 1800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 1900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 2000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 2100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 2200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 2300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/13/04 2400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 0900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 1900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 2000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 2100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 2200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 2300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/14/04 2400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 0900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.



09/15/04 1600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 1900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 2000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 2100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 2200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 2300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/15/04 2400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 0900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1300 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1400 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1500 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1600 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1700 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1800 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 1900 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 2000 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 2100 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 2200 1100 100 U2 reduced due to PPC failure.  Waiting for PPC repair.
09/16/04 2300 1100 97 U2 continued PPC problems.
09/16/04 2400 1100 97 U2 continued PPC problems.
09/17/04 0100 1106 96.5 U2 continued PPC problems.
09/17/04 0200 1106 96.5 U2 continued PPC problems.
09/17/04 0300 1106 96.5 U2 continued PPC problems.
09/17/04 0400 1105 96.4 U2 continued PPC problems.
09/17/04 0500 1106 96.5 U2 continued PPC problems.
09/17/04 0600 1106 96.4 U2 continued PPC problems.
09/17/04 0700 1100 97 U2 continued PPC problems.
09/17/04 0800 1100 97 U2 continued PPC problems.
09/17/04 0900 1100 97 U2 continued PPC problems.
09/17/04 1000 1100 97 U2 continued PPC problems.
09/17/04 1100 1100 97 U2 continued PPC problems.
09/17/04 1200 1100 97 U2 continued PPC problems.
09/17/04 1300 1100 97 U2 continued PPC problems.
09/17/04 1400 1100 97 U2 continued PPC problems.
09/17/04 1500 1100 97 U2 continued PPC problems.
09/17/04 1600 1100 97 U2 continued PPC problems.
09/17/04 1700 1100 97 17:00 U2 started ramp-down for Circ Water System cleaning.
09/17/04 1800 1043 91.1 U2 ramp-down for Circ Water System cleaning.
09/17/04 1900 979 85.6 U2 ramp-down for Circ Water System cleaning.
09/17/04 2000 915 80.5 U2 ramp-down for Circ Water System cleaning.
09/17/04 2100 860 76.2 U2 ramp-down for Circ Water System cleaning.
09/17/04 2200 800 71.4 U2 ramp-down for Circ Water System cleaning.



09/17/04 2300 736 66.5 U2 ramp-down for Circ Water System cleaning.
09/17/04 2400 679 61.6 U2 ramp-down for Circ Water System cleaning.
09/18/04 0100 617 56.8 01:54 U2 ramp-down to 53% power completed.
09/18/04 0200 531 51.7 U2 Holding for Circ Water Sys cleaning.
09/18/04 0300 534 53.8 U2 Holding for Circ Water Sys cleaning.
09/18/04 0400 537 53.7 U2 Holding for Circ Water Sys cleaning.
09/18/04 0500 537 55.5 U2 Holding for Circ Water Sys cleaning.
09/18/04 0600 537 55.5 U2 Holding for Circ Water Sys cleaning.
09/18/04 0700 542 55.3 U2 Holding for Circ Water Sys cleaning.
09/18/04 0800 540 55 U2 Holding for Circ Water Sys cleaning.
09/18/04 0900 540 53 U2 Holding for Circ Water Sys cleaning.
09/18/04 1000 540 54 U2 Holding for Circ Water Sys cleaning.
09/18/04 1100 535 54 U2 Holding for Circ Water Sys cleaning.
09/18/04 1200 535 54 U2 Holding for Circ Water Sys cleaning.
09/18/04 1300 575 54 13:33 U2 started ramp-up to full power.
09/18/04 1400 633 58 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 1500 750 68 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 1600 884 77.8 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 1700 1000 85 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 1800 1100 97 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 1900 1100 95 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 2000 1100 95 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 2100 1100 95 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 2200 1102 94.5 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 2300 1104 94.6 U2 ramping up to full power.  Still battling PPC operating problems.
09/18/04 2400 1102 94.7 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0100 1103 95.1 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0200 1105 95.5 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0300 1106 95.6 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0400 1104 95.4 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0500 1103 97.6 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0600 1106 98.1 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0700 1103 97.7 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0800 1102 97.3 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 0900 1103 97.7 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1000 1104 97.8 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1100 1104 97.9 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1200 1100 98 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1300 1100 98 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1400 1100 98 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1500 1100 98 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1600 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1700 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1800 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 1900 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 2000 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 2100 1100 99 U2 ramping up to full power.  Still battling PPC operating problems.
09/19/04 2200 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/19/04 2300 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/19/04 2400 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0100 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0200 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0300 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0400 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0500 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.



09/20/04 0600 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0700 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0800 1100 99.9 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 0900 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1000 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1100 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1200 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1300 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1400 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1500 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 1600 1100 100 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 1700 1100 100 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 1800 1100 100 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 1900 1100 100 U2 Reactor at full power.  T/G holding due to PPC problems.
09/20/04 2000 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 2100 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 2200 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 2300 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/20/04 2400 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0100 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0200 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0300 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0400 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0500 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0600 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0700 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0800 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 0900 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1000 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1100 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1200 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1300 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1400 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1500 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1600 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1700 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1800 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 1900 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 2000 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 2100 1099 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 2200 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 2300 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/21/04 2400 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0100 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0200 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0300 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0400 1097 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0500 1098 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0600 1100 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0700 1099 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0800 1099 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 0900 1106 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1000 1106 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1100 1105 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1200 1105 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.



09/22/04 1300 1104 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1400 1105 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1500 1104 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1600 1104 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1700 1106 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1800 1104 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 1900 1104 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 2000 1104 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 2100 1104 98.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 2200 1104 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 2300 1104 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/22/04 2400 1105 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0100 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0200 1106 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0300 1105 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0400 1106 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0500 1106 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0600 1107 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0700 1107 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0800 1106 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 0900 1106 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1000 1106 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1100 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1200 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1300 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1400 1106 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1500 1104 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1600 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1700 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1800 1105 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 1900 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 2000 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 2100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 2200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 2300 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/23/04 2400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0300 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0400 1103 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0500 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0600 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0700 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0800 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 0900 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1000 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1100 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1300 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1400 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1500 1104 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1600 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1700 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1800 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 1900 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.



09/24/04 2000 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 2100 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 2200 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 2300 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/24/04 2400 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0300 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0500 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0600 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0700 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0800 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 0900 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1000 1104 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1100 1103 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1300 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1400 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1500 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1600 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1700 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1800 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 1900 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 2000 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 2100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 2200 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 2300 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/25/04 2400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0300 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0500 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0600 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0700 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0800 1105 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 0900 1105 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1000 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1100 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1200 1104 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1300 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1500 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1600 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1700 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1800 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 1900 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 2000 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 2100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 2200 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 2300 1102 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/26/04 2400 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0100 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0200 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.



09/27/04 0300 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0400 1102 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0500 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0600 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0700 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0800 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 0900 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1000 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1100 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1200 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1300 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1400 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1500 1102 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1600 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1700 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1800 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 1900 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 2000 1102 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 2100 1103 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 2200 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 2300 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/27/04 2400 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0100 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0200 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0300 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0400 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0500 1102 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0600 1103 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0700 1102 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0800 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 0900 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1000 1102 98.2 10:15 6.0 EARTHQUAKE.  NO IMPACT ON UNIT 2 OPERATION.
09/28/04 1100 1103 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1200 1100 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1300 1101 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1400 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1500 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1600 1101 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1700 1100 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1800 1100 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 1900 1101 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 2000 1101 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 2100 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 2200 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 2300 1101 98.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/28/04 2400 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0100 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0200 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0300 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0400 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0500 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0600 1100 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0700 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0800 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 0900 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.



09/29/04 1000 1100 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1100 1100 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1200 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1300 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1400 1102 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1500 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1600 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1700 1100 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1800 1100 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 1900 1101 98.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 2000 1101 98.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 2100 1101 98.2 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 2200 1100 95.1 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 2300 1100 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/29/04 2400 1100 95.3 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0100 1100 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0200 1101 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0300 1101 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0400 1100 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0500 1101 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0600 1101 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0700 1101 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0800 1102 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 0900 1102 95.4 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 1000 1102 95.5 U2 Slight RX power reduction.  T/G holding due to PPC problems.
09/30/04 1100 1103 95.4 11:25 U2 Started ramp-up to full power.
09/30/04 1200 1116 96.9 U2 ramp-up to full power.
09/30/04 1300 1142 99.6 13:00 U2 Reactor at full power.  PPC problems resolved.
09/30/04 1400 1144 99.6 U2 Turbine/Generator Full Power
09/30/04 1500 1145 99.8 U2 Turbine/Generator Full Power
09/30/04 1600 1145 99.8 U2 Turbine/Generator Full Power
09/30/04 1700 1136 100 U2 Turbine/Generator Full Power
09/30/04 1800 1135 100 U2 Turbine/Generator Full Power
09/30/04 1900 1142 99.6 U2 Turbine/Generator Full Power
09/30/04 2000 1141 99.5 U2 Turbine/Generator Full Power
09/30/04 2100 1140 99.5 U2 Turbine/Generator Full Power
09/30/04 2200 1141 99.5 U2 Turbine/Generator Full Power
09/30/04 2300 1142 99.4 U2 Turbine/Generator Full Power
09/30/04 2400 1142 99.4 U2 Turbine/Generator Full Power
10/01/04 0100 1141 99.4 U2 Turbine/Generator Full Power
10/01/04 0200 1144 99.7 U2 Turbine/Generator Full Power
10/01/04 0300 1144 99.7 U2 Turbine/Generator Full Power
10/01/04 0400 1146 99.7 U2 Turbine/Generator Full Power
10/01/04 0500 1145 99.6 U2 Turbine/Generator Full Power
10/01/04 0600 1144 99.6 U2 Turbine/Generator Full Power
10/01/04 0700 1144 99.5 U2 Turbine/Generator Full Power
10/01/04 0800 1144 99.6 U2 Turbine/Generator Full Power
10/01/04 0900 1143 99.6 U2 Turbine/Generator Full Power
10/01/04 1000 1143 99.6 U2 Turbine/Generator Full Power
10/01/04 1100 1142 99.5 U2 Turbine/Generator Full Power
10/01/04 1200 1143 99.6 U2 Turbine/Generator Full Power
10/01/04 1300 1141 99.6 U2 Turbine/Generator Full Power
10/01/04 1400 1142 99.6 U2 Turbine/Generator Full Power
10/01/04 1500 1141 99.6 U2 Turbine/Generator Full Power
10/01/04 1600 1141 99.6 U2 Turbine/Generator Full Power



10/01/04 1700 1142 99.6 U2 Turbine/Generator Full Power
10/01/04 1800 1142 99.6 U2 Turbine/Generator Full Power
10/01/04 1900 1143 99.7 U2 Turbine/Generator Full Power
10/01/04 2000 1143 99.7 U2 Turbine/Generator Full Power
10/01/04 2100 1143 99.7 U2 Turbine/Generator Full Power
10/01/04 2200 1143 99.7 U2 Turbine/Generator Full Power
10/01/04 2300 1143 99.7 U2 Turbine/Generator Full Power
10/01/04 2400 1144 99.6 U2 Turbine/Generator Full Power
10/02/04 0100 1144 99.8 U2 Turbine/Generator Full Power
10/02/04 0200 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0300 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0400 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0500 1144 99.8 U2 Turbine/Generator Full Power
10/02/04 0600 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0700 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0800 1144 99.7 U2 Turbine/Generator Full Power
10/02/04 0900 1144 99.8 U2 Turbine/Generator Full Power
10/02/04 1000 1144 99.8 U2 Turbine/Generator Full Power
10/02/04 1100 1143 99.7 U2 Turbine/Generator Full Power
10/02/04 1200 1143 99.7 U2 Turbine/Generator Full Power
10/02/04 1300 1142 99.7 U2 Turbine/Generator Full Power
10/02/04 1400 1142 99.8 U2 Turbine/Generator Full Power
10/02/04 1500 1141 99.7 U2 Turbine/Generator Full Power
10/02/04 1600 1141 99.7 U2 Turbine/Generator Full Power
10/02/04 1700 1141 99.7 U2 Turbine/Generator Full Power
10/02/04 1800 1141 99.6 U2 Turbine/Generator Full Power
10/02/04 1900 1141 99.7 U2 Turbine/Generator Full Power
10/02/04 2000 1141 99.6 U2 Turbine/Generator Full Power
10/02/04 2100 1142 99.7 U2 Turbine/Generator Full Power
10/02/04 2200 1143 99.7 U2 Turbine/Generator Full Power
10/02/04 2300 1143 99.6 U2 Turbine/Generator Full Power
10/02/04 2400 1142 99.6 U2 Turbine/Generator Full Power
10/03/04 0100 1142 99.6 U2 Turbine/Generator Full Power
10/03/04 0200 1142 99.6 U2 Turbine/Generator Full Power
10/03/04 0300 1142 99.7 U2 Turbine/Generator Full Power
10/03/04 0400 1142 99.7 U2 Turbine/Generator Full Power
10/03/04 0500 1142 99.6 U2 Turbine/Generator Full Power
10/03/04 0600 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 0700 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 0800 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 0900 1143 99.6 U2 Turbine/Generator Full Power
10/03/04 1000 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 1100 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 1200 1143 99.7 U2 Turbine/Generator Full Power
10/03/04 1300 1142 99.7 U2 Turbine/Generator Full Power
10/03/04 1400 1141 99.7 U2 Turbine/Generator Full Power
10/03/04 1500 1141 99.7 U2 Turbine/Generator Full Power
10/03/04 1600 1140 99.7 U2 Turbine/Generator Full Power
10/03/04 1700 1140 99.8 17:00 U2 started ramp-down to 50% for Condenser Pick & Dredge. 
10/03/04 1800 1076 93.6 U2 Ramp-down to 50%.
10/03/04 1900 1016 88.7 U2 Ramp-down to 50%.
10/03/04 2000 955 83.8 U2 Ramp-down to 50%.
10/03/04 2100 894 78.8 U2 Ramp-down to 50%.
10/03/04 2200 833 73.8 U2 Ramp-down to 50%.
10/03/04 2300 774 69.1 U2 Ramp-down to 50%.



10/03/04 2400 713 64.4 U2 Ramp-down to 50%.
10/04/04 0100 653 59.3 U2 Ramp-down to 50%.
10/04/04 0200 594 54.3 02:15 U2 completed ramp-down to 53%.
10/04/04 0300 541 52.9 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0400 540 52.9 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0500 542 53.1 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0600 541 53 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0700 542 53 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0800 543 53.3 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 0900 541 53 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 1000 541 52.8 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 1100 542 52.4 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 1200 542 53.2 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 1300 541 53 U2 Holding at 53% for Condenser Pick & Dredge.
10/04/04 1400 580 53.2 14:13 U2 Pick & Dredget complete.  Started ramp-up.
10/04/04 1500 659 58.8 U2 ramp-up to full power.
10/04/04 1600 814 71.3 U2 ramp-up to full power.
10/04/04 1700 952 81.8 U2 ramp-up to full power.
10/04/04 1800 1064 91.5 U2 ramp-up to full power.
10/04/04 1900 1109 95.9 U2 ramp-up to full power.
10/04/04 2000 1105 95.9 U2 ramp-up to full power.
10/04/04 2100 1102 95.5 U2 ramp-up to full power.
10/04/04 2200 1103 95.6 U2 ramp-up to full power.
10/04/04 2300 1101 95.4 U2 ramp-up to full power.
10/04/04 2400 1104 95.1 U2 ramp-up to full power.
10/05/04 0100 1129 97.8 01:59 U2 Returned to Full Power.
10/05/04 0200 1145 99.3 U2 Turbine/Generator Full Power
10/05/04 0300 1145 99.5 U2 Turbine/Generator Full Power
10/05/04 0400 1145 99.5 U2 Turbine/Generator Full Power
10/05/04 0500 1147 99.6 U2 Turbine/Generator Full Power
10/05/04 0600 1147 99.9 U2 Turbine/Generator Full Power
10/05/04 0700 1146 99.6 U2 Turbine/Generator Full Power
10/05/04 0800 1146 99.6 U2 Turbine/Generator Full Power
10/05/04 0900 1146 99.6 U2 Turbine/Generator Full Power
10/05/04 1000 1147 99.7 U2 Turbine/Generator Full Power
10/05/04 1100 1149 99.9 U2 Turbine/Generator Full Power
10/05/04 1200 1148 99.9 U2 Turbine/Generator Full Power
10/05/04 1300 1147 99.8 U2 Turbine/Generator Full Power
10/05/04 1400 1147 99.8 U2 Turbine/Generator Full Power
10/05/04 1500 1148 99.8 U2 Turbine/Generator Full Power
10/05/04 1600 1151 100 U2 Turbine/Generator Full Power
10/05/04 1700 1148 99.9 U2 Turbine/Generator Full Power
10/05/04 1800 1148 99.8 U2 Turbine/Generator Full Power
10/05/04 1900 1148 99.9 U2 Turbine/Generator Full Power
10/05/04 2000 1149 100 U2 Turbine/Generator Full Power
10/05/04 2100 1150 100.3 U2 Turbine/Generator Full Power
10/05/04 2200 1149 100.2 U2 Turbine/Generator Full Power
10/05/04 2300 1149 99.9 U2 Turbine/Generator Full Power
10/05/04 2400 1150 99.9 U2 Turbine/Generator Full Power
10/06/04 0100 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 0200 1148 99.9 U2 Turbine/Generator Full Power
10/06/04 0300 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 0400 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 0500 1149 100 U2 Turbine/Generator Full Power
10/06/04 0600 1150 100 U2 Turbine/Generator Full Power



10/06/04 0700 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 0800 1150 100 U2 Turbine/Generator Full Power
10/06/04 0900 1151 100 U2 Turbine/Generator Full Power
10/06/04 1000 1150 100 U2 Turbine/Generator Full Power
10/06/04 1100 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1200 1150 100 U2 Turbine/Generator Full Power
10/06/04 1300 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1400 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1500 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1600 1149 100 U2 Turbine/Generator Full Power
10/06/04 1700 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1800 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 1900 1148 100 U2 Turbine/Generator Full Power
10/06/04 2000 1148 99.9 U2 Turbine/Generator Full Power
10/06/04 2100 1149 100 U2 Turbine/Generator Full Power
10/06/04 2200 1149 99.9 U2 Turbine/Generator Full Power
10/06/04 2300 1149 100 U2 Turbine/Generator Full Power
10/06/04 2400 1149 100 U2 Turbine/Generator Full Power
10/07/04 0100 1148 99.9 U2 Turbine/Generator Full Power
10/07/04 0200 1149 99.9 U2 Turbine/Generator Full Power
10/07/04 0300 1149 99.9 U2 Turbine/Generator Full Power
10/07/04 0400 1149 99.9 U2 Turbine/Generator Full Power
10/07/04 0500 1149 100 U2 Turbine/Generator Full Power
10/07/04 0600 1148 100 U2 Turbine/Generator Full Power
10/07/04 0700 1148 100 U2 Turbine/Generator Full Power
10/07/04 0800 1148 99.9 U2 Turbine/Generator Full Power
10/07/04 0900 1149 100 U2 Turbine/Generator Full Power
10/07/04 1000 1148 99.9 U2 Turbine/Generator Full Power
10/07/04 1100 1148 100 U2 Turbine/Generator Full Power
10/07/04 1200 1149 100 U2 Turbine/Generator Full Power
10/07/04 1300 1148 100 U2 Turbine/Generator Full Power
10/07/04 1400 1150 100 U2 Turbine/Generator Full Power
10/07/04 1500 1149 100 U2 Turbine/Generator Full Power
10/07/04 1600 1148 100 U2 Turbine/Generator Full Power
10/07/04 1700 1149 100 U2 Turbine/Generator Full Power
10/07/04 1800 1150 100 U2 Turbine/Generator Full Power
10/07/04 1900 1150 100 U2 Turbine/Generator Full Power
10/07/04 2000 1149 100 U2 Turbine/Generator Full Power
10/07/04 2100 1150 100 U2 Turbine/Generator Full Power
10/07/04 2200 1149 100 U2 Turbine/Generator Full Power
10/07/04 2300 1149 100 U2 Turbine/Generator Full Power
10/07/04 2400 1149 100 U2 Turbine/Generator Full Power
10/08/04 0100 1150 100 U2 Turbine/Generator Full Power
10/08/04 0200 1150 100 U2 Turbine/Generator Full Power
10/08/04 0300 1150 100 U2 Turbine/Generator Full Power
10/08/04 0400 1150 100 U2 Turbine/Generator Full Power
10/08/04 0500 1150 100 U2 Turbine/Generator Full Power
10/08/04 0600 1150 100 U2 Turbine/Generator Full Power
10/08/04 0700 1150 100 U2 Turbine/Generator Full Power
10/08/04 0800 1150 100 U2 Turbine/Generator Full Power
10/08/04 0900 1149 100 U2 Turbine/Generator Full Power
10/08/04 1000 1149 100 U2 Turbine/Generator Full Power
10/08/04 1100 1149 100 U2 Turbine/Generator Full Power
10/08/04 1200 1149 100 U2 Turbine/Generator Full Power
10/08/04 1300 1148 100 U2 Turbine/Generator Full Power



10/08/04 1400 1148 100 U2 Turbine/Generator Full Power
10/08/04 1500 1148 100 U2 Turbine/Generator Full Power
10/08/04 1600 1148 100 U2 Turbine/Generator Full Power
10/08/04 1700 1148 100 U2 Turbine/Generator Full Power
10/08/04 1800 1148 100 U2 Turbine/Generator Full Power
10/08/04 1900 1148 100 U2 Turbine/Generator Full Power
10/08/04 2000 1149 100 U2 Turbine/Generator Full Power
10/08/04 2100 1149 100 U2 Turbine/Generator Full Power
10/08/04 2200 1149 100 U2 Turbine/Generator Full Power
10/08/04 2300 1150 100 U2 Turbine/Generator Full Power
10/08/04 2400 1149 100 U2 Turbine/Generator Full Power
10/09/04 0100 1149 100 U2 Turbine/Generator Full Power
10/09/04 0200 1149 100 U2 Turbine/Generator Full Power
10/09/04 0300 1149 99.9 U2 Turbine/Generator Full Power
10/09/04 0400 1149 100 U2 Turbine/Generator Full Power
10/09/04 0500 1149 100 U2 Turbine/Generator Full Power
10/09/04 0600 1149 100 U2 Turbine/Generator Full Power
10/09/04 0700 1149 100 U2 Turbine/Generator Full Power
10/09/04 0800 1149 99.9 U2 Turbine/Generator Full Power
10/09/04 0900 1150 100 U2 Turbine/Generator Full Power
10/09/04 1000 1150 100 U2 Turbine/Generator Full Power
10/09/04 1100 1150 100 U2 Turbine/Generator Full Power
10/09/04 1200 1150 100 U2 Turbine/Generator Full Power
10/09/04 1300 1150 100 U2 Turbine/Generator Full Power
10/09/04 1400 1150 100 U2 Turbine/Generator Full Power
10/09/04 1500 1150 100 U2 Turbine/Generator Full Power
10/09/04 1600 1150 100 U2 Turbine/Generator Full Power
10/09/04 1700 1150 100 U2 Turbine/Generator Full Power
10/09/04 1800 1149 100 U2 Turbine/Generator Full Power
10/09/04 1900 1149 99.9 U2 Turbine/Generator Full Power
10/09/04 2000 1149 99.9 U2 Turbine/Generator Full Power
10/09/04 2100 1149 100 U2 Turbine/Generator Full Power
10/09/04 2200 1149 99.9 U2 Turbine/Generator Full Power
10/09/04 2300 1149 100 U2 Turbine/Generator Full Power
10/09/04 2400 1149 100 U2 Turbine/Generator Full Power
10/10/04 0100 1149 100 U2 Turbine/Generator Full Power
10/10/04 0200 1150 100 U2 Turbine/Generator Full Power
10/10/04 0300 1150 99.9 U2 Turbine/Generator Full Power
10/10/04 0400 1149 100 U2 Turbine/Generator Full Power
10/10/04 0500 1150 99.9 U2 Turbine/Generator Full Power
10/10/04 0600 1150 100 U2 Turbine/Generator Full Power
10/10/04 0700 1150 99.9 U2 Turbine/Generator Full Power
10/10/04 0800 1150 100 U2 Turbine/Generator Full Power
10/10/04 0900 1150 99.9 U2 Turbine/Generator Full Power
10/10/04 1000 1150 100 U2 Turbine/Generator Full Power
10/10/04 1100 1150 100 U2 Turbine/Generator Full Power
10/10/04 1200 1150 100 U2 Turbine/Generator Full Power
10/10/04 1300 1150 100 U2 Turbine/Generator Full Power
10/10/04 1400 1151 100 U2 Turbine/Generator Full Power
10/10/04 1500 1150 100 U2 Turbine/Generator Full Power
10/10/04 1600 1150 100 U2 Turbine/Generator Full Power
10/10/04 1700 1150 100 U2 Turbine/Generator Full Power
10/10/04 1800 1150 100 U2 Turbine/Generator Full Power
10/10/04 1900 1150 100 U2 Turbine/Generator Full Power
10/10/04 2000 1150 100 U2 Turbine/Generator Full Power



10/10/04 2100 1150 100 U2 Turbine/Generator Full Power
10/10/04 2200 1151 100 U2 Turbine/Generator Full Power
10/10/04 2300 1151 100 U2 Turbine/Generator Full Power
10/10/04 2400 1151 100 U2 Turbine/Generator Full Power
10/11/04 0100 1152 100 U2 Turbine/Generator Full Power
10/11/04 0200 1152 100 U2 Turbine/Generator Full Power
10/11/04 0300 1153 99.9 U2 Turbine/Generator Full Power
10/11/04 0400 1151 100 U2 Turbine/Generator Full Power
10/11/04 0500 1152 100 U2 Turbine/Generator Full Power
10/11/04 0600 1151 100 U2 Turbine/Generator Full Power
10/11/04 0700 1151 100 U2 Turbine/Generator Full Power
10/11/04 0800 1150 100 U2 Turbine/Generator Full Power
10/11/04 0900 1150 100 U2 Turbine/Generator Full Power
10/11/04 1000 1150 100 U2 Turbine/Generator Full Power
10/11/04 1100 1150 100 U2 Turbine/Generator Full Power
10/11/04 1200 1150 100 U2 Turbine/Generator Full Power
10/11/04 1300 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 1400 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 1500 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 1600 1148 99.9 U2 Turbine/Generator Full Power
10/11/04 1700 1147 99.9 U2 Turbine/Generator Full Power
10/11/04 1800 1147 100 U2 Turbine/Generator Full Power
10/11/04 1900 1148 99.9 U2 Turbine/Generator Full Power
10/11/04 2000 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 2100 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 2200 1148 99.9 U2 Turbine/Generator Full Power
10/11/04 2300 1149 99.9 U2 Turbine/Generator Full Power
10/11/04 2400 1148 99.9 U2 Turbine/Generator Full Power
10/12/04 0100 1148 100 U2 Turbine/Generator Full Power
10/12/04 0200 1148 100 U2 Turbine/Generator Full Power
10/12/04 0300 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 0400 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 0500 1149 100 U2 Turbine/Generator Full Power
10/12/04 0600 1149 100 U2 Turbine/Generator Full Power
10/12/04 0700 1150 99.9 U2 Turbine/Generator Full Power
10/12/04 0800 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 0900 1149 100 U2 Turbine/Generator Full Power
10/12/04 1000 1149 100 U2 Turbine/Generator Full Power
10/12/04 1100 1150 100 U2 Turbine/Generator Full Power
10/12/04 1200 1148 100 U2 Turbine/Generator Full Power
10/12/04 1300 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 1400 1148 99.9 U2 Turbine/Generator Full Power
10/12/04 1500 1148 99.9 U2 Turbine/Generator Full Power
10/12/04 1600 1147 99.9 U2 Turbine/Generator Full Power
10/12/04 1700 1148 99.9 U2 Turbine/Generator Full Power
10/12/04 1800 1148 99.9 U2 Turbine/Generator Full Power
10/12/04 1900 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 2000 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 2100 1148 100 U2 Turbine/Generator Full Power
10/12/04 2200 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 2300 1149 99.9 U2 Turbine/Generator Full Power
10/12/04 2400 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 0100 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 0200 1148 99.9 U2 Turbine/Generator Full Power
10/13/04 0300 1148 99.9 U2 Turbine/Generator Full Power



10/13/04 0400 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 0500 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 0600 1148 99.9 U2 Turbine/Generator Full Power
10/13/04 0700 1148 99.9 U2 Turbine/Generator Full Power
10/13/04 0800 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 0900 1149 99.9 U2 Turbine/Generator Full Power
10/13/04 1000 1147 99.9 U2 Turbine/Generator Full Power
10/13/04 1100 1147 99.9 U2 Turbine/Generator Full Power
10/13/04 1200 1147 99.9 U2 Turbine/Generator Full Power
10/13/04 1300 1146 100 U2 Turbine/Generator Full Power
10/13/04 1400 1146 99.9 U2 Turbine/Generator Full Power
10/13/04 1500 1146 100 U2 Turbine/Generator Full Power
10/13/04 1600 1145 99.9 U2 Turbine/Generator Full Power
10/13/04 1700 1146 100 U2 Turbine/Generator Full Power
10/13/04 1800 1146 100 U2 Turbine/Generator Full Power
10/13/04 1900 1146 100 U2 Turbine/Generator Full Power
10/13/04 2000 1147 100 U2 Turbine/Generator Full Power
10/13/04 2100 1147 99.9 U2 Turbine/Generator Full Power
10/13/04 2200 1147 100 U2 Turbine/Generator Full Power
10/13/04 2300 1148 99.9 U2 Turbine/Generator Full Power
10/13/04 2400 1147 100 U2 Turbine/Generator Full Power
10/14/04 0100 1147 99.9 U2 Turbine/Generator Full Power
10/14/04 0200 1147 100 U2 Turbine/Generator Full Power
10/14/04 0300 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 0400 1147 100 U2 Turbine/Generator Full Power
10/14/04 0500 1147 100 U2 Turbine/Generator Full Power
10/14/04 0600 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 0700 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 0800 1146 100 U2 Turbine/Generator Full Power
10/14/04 0900 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 1000 1142 100 U2 Turbine/Generator Full Power
10/14/04 1100 1146 100 U2 Turbine/Generator Full Power
10/14/04 1200 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 1300 1145 99.9 U2 Turbine/Generator Full Power
10/14/04 1400 1145 100 U2 Turbine/Generator Full Power
10/14/04 1500 1145 100 U2 Turbine/Generator Full Power
10/14/04 1600 1145 99.9 U2 Turbine/Generator Full Power
10/14/04 1700 1145 99.9 U2 Turbine/Generator Full Power
10/14/04 1800 1145 99.9 U2 Turbine/Generator Full Power
10/14/04 1900 1144 100 U2 Turbine/Generator Full Power
10/14/04 2000 1146 100 U2 Turbine/Generator Full Power
10/14/04 2100 1146 100 U2 Turbine/Generator Full Power
10/14/04 2200 1146 99.9 U2 Turbine/Generator Full Power
10/14/04 2300 1147 100 U2 Turbine/Generator Full Power
10/14/04 2400 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 0100 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 0200 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 0300 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 0400 1145 99.9 U2 Turbine/Generator Full Power
10/15/04 0500 1146 99.9 U2 Turbine/Generator Full Power
10/15/04 0600 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 0700 1144 99.8 U2 Turbine/Generator Full Power
10/15/04 0800 1145 99.9 U2 Turbine/Generator Full Power
10/15/04 0900 1145 99.9 U2 Turbine/Generator Full Power
10/15/04 1000 1144 99.9 U2 Turbine/Generator Full Power



10/15/04 1100 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 1200 1144 99.8 U2 Turbine/Generator Full Power
10/15/04 1300 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 1400 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 1500 1145 99.8 U2 Turbine/Generator Full Power
10/15/04 1600 1146 99.9 U2 Turbine/Generator Full Power
10/15/04 1700 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 1800 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 1900 1144 99.9 U2 Turbine/Generator Full Power
10/15/04 2000 1146 100 U2 Turbine/Generator Full Power
10/15/04 2100 1146 99.9 U2 Turbine/Generator Full Power
10/15/04 2200 1146 99.9 U2 Turbine/Generator Full Power
10/15/04 2300 1145 100 U2 Turbine/Generator Full Power
10/15/04 2400 1146 99.9 U2 Turbine/Generator Full Power
10/16/04 0100 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 0200 1146 99.9 U2 Turbine/Generator Full Power
10/16/04 0300 1146 99.9 U2 Turbine/Generator Full Power
10/16/04 0400 1145 99.9 U2 Turbine/Generator Full Power
10/16/04 0500 1146 99.9 U2 Turbine/Generator Full Power
10/16/04 0600 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 0700 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 0800 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 0900 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 1000 1145 99.9 U2 Turbine/Generator Full Power
10/16/04 1100 1145 99.9 U2 Turbine/Generator Full Power
10/16/04 1200 1145 100 U2 Turbine/Generator Full Power
10/16/04 1300 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 1400 1144 100 U2 Turbine/Generator Full Power
10/16/04 1500 1144 99.9 U2 Turbine/Generator Full Power
10/16/04 1600 1142 100 U2 Turbine/Generator Full Power
10/16/04 1700 1142 100 U2 Turbine/Generator Full Power
10/16/04 1800 1142 99.9 U2 Turbine/Generator Full Power
10/16/04 1900 1143 100 U2 Turbine/Generator Full Power
10/16/04 2000 1142 100 U2 Turbine/Generator Full Power
10/16/04 2100 1142 99.9 U2 Turbine/Generator Full Power
10/16/04 2200 1143 100 U2 Turbine/Generator Full Power
10/16/04 2300 1144 100 U2 Turbine/Generator Full Power
10/16/04 2400 1144 99.9 U2 Turbine/Generator Full Power
10/17/04 0100 1143 100 U2 Turbine/Generator Full Power
10/17/04 0200 1142 99.9 U2 Turbine/Generator Full Power
10/17/04 0300 1143 99.9 U2 Turbine/Generator Full Power
10/17/04 0400 1142 99.9 U2 Turbine/Generator Full Power
10/17/04 0500 1141 99.9 U2 Turbine/Generator Full Power
10/17/04 0600 1141 100 U2 Turbine/Generator Full Power
10/17/04 0700 1141 100 U2 Turbine/Generator Full Power
10/17/04 0800 1141 99.9 U2 Turbine/Generator Full Power
10/17/04 0900 1141 100 U2 Turbine/Generator Full Power
10/17/04 1000 1141 99.9 U2 Turbine/Generator Full Power
10/17/04 1100 1141 100 U2 Turbine/Generator Full Power
10/17/04 1200 1141 99.9 U2 Turbine/Generator Full Power
10/17/04 1300 1141 99.9 U2 Turbine/Generator Full Power
10/17/04 1400 1140 99.9 U2 Turbine/Generator Full Power
10/17/04 1500 1140 99.9 U2 Turbine/Generator Full Power
10/17/04 1600 1140 99.9 U2 Turbine/Generator Full Power
10/17/04 1700 1140 99.9 U2 Turbine/Generator Full Power



10/17/04 1800 1139 100 U2 Turbine/Generator Full Power
10/17/04 1900 1138 99.9 U2 Turbine/Generator Full Power
10/17/04 2000 1138 99.8 U2 Turbine/Generator Full Power
10/17/04 2100 1139 99.9 U2 Turbine/Generator Full Power
10/17/04 2200 1138 99.9 U2 Turbine/Generator Full Power
10/17/04 2300 1139 99.9 U2 Turbine/Generator Full Power
10/17/04 2400 1138 100 U2 Turbine/Generator Full Power
10/18/04 0100 1139 100 U2 Turbine/Generator Full Power
10/18/04 0200 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 0300 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 0400 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 0500 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 0600 1139 100 U2 Turbine/Generator Full Power
10/18/04 0700 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 0800 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 0900 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 1000 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1100 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1200 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1300 1140 100 U2 Turbine/Generator Full Power
10/18/04 1400 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1500 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1600 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 1700 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1800 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 1900 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 2000 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 2100 1139 99.9 U2 Turbine/Generator Full Power
10/18/04 2200 1140 99.9 U2 Turbine/Generator Full Power
10/18/04 2300 1140 100 U2 Turbine/Generator Full Power
10/18/04 2400 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 0100 1141 100 U2 Turbine/Generator Full Power
10/19/04 0200 1141 99.9 U2 Turbine/Generator Full Power
10/19/04 0300 1141 100 U2 Turbine/Generator Full Power
10/19/04 0400 1141 100 U2 Turbine/Generator Full Power
10/19/04 0500 1141 100 U2 Turbine/Generator Full Power
10/19/04 0600 1141 100 U2 Turbine/Generator Full Power
10/19/04 0700 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 0800 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 0900 1140 100 U2 Turbine/Generator Full Power
10/19/04 1000 1140 100 U2 Turbine/Generator Full Power
10/19/04 1100 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 1200 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 1300 1140 100 U2 Turbine/Generator Full Power
10/19/04 1400 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 1500 1139 99.9 U2 Turbine/Generator Full Power
10/19/04 1600 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 1700 1140 99.9 U2 Turbine/Generator Full Power
10/19/04 1800 1138 99.9 U2 Turbine/Generator Full Power
10/19/04 1900 1138 99.9 U2 Turbine/Generator Full Power
10/19/04 2000 1137 99.9 U2 Turbine/Generator Full Power
10/19/04 2100 1137 99.9 U2 Turbine/Generator Full Power
10/19/04 2200 1137 100 U2 Turbine/Generator Full Power
10/19/04 2300 1138 100 U2 Turbine/Generator Full Power
10/19/04 2400 1138 100 U2 Turbine/Generator Full Power



10/20/04 0100 1138 100 U2 Turbine/Generator Full Power
10/20/04 0200 1139 100 U2 Turbine/Generator Full Power
10/20/04 0300 1139 99.9 U2 Turbine/Generator Full Power
10/20/04 0400 1140 100 U2 Turbine/Generator Full Power
10/20/04 0500 1140 100 U2 Turbine/Generator Full Power
10/20/04 0600 1140 100 U2 Turbine/Generator Full Power
10/20/04 0700 1140 100 U2 Turbine/Generator Full Power
10/20/04 0800 1139 100 U2 Turbine/Generator Full Power
10/20/04 0900 1138 100 U2 Turbine/Generator Full Power
10/20/04 1000 1137 100 U2 Turbine/Generator Full Power
10/20/04 1100 1137 100 U2 Turbine/Generator Full Power
10/20/04 1200 1138 100 U2 Turbine/Generator Full Power
10/20/04 1300 1137 100 U2 Turbine/Generator Full Power
10/20/04 1400 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 1500 1138 99.9 U2 Turbine/Generator Full Power
10/20/04 1600 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 1700 1136 99.9 U2 Turbine/Generator Full Power
10/20/04 1800 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 1900 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 2000 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 2100 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 2200 1137 99.9 U2 Turbine/Generator Full Power
10/20/04 2300 1138 100 U2 Turbine/Generator Full Power
10/20/04 2400 1138 100 U2 Turbine/Generator Full Power
10/21/04 0100 1137 100 U2 Turbine/Generator Full Power
10/21/04 0200 1138 100 U2 Turbine/Generator Full Power
10/21/04 0300 1138 100 U2 Turbine/Generator Full Power
10/21/04 0400 1137 100 U2 Turbine/Generator Full Power
10/21/04 0500 1138 100 U2 Turbine/Generator Full Power
10/21/04 0600 1139 99.9 U2 Turbine/Generator Full Power
10/21/04 0700 1139 100 U2 Turbine/Generator Full Power
10/21/04 0800 1138 100 U2 Turbine/Generator Full Power
10/21/04 0900 1138 99.9 U2 Turbine/Generator Full Power
10/21/04 1000 1139 100 U2 Turbine/Generator Full Power
10/21/04 1100 1139 100 U2 Turbine/Generator Full Power
10/21/04 1200 1138 100 U2 Turbine/Generator Full Power
10/21/04 1300 1140 99.1 U2 Turbine/Generator Full Power
10/21/04 1400 1139 99.9 U2 Turbine/Generator Full Power
10/21/04 1500 1138 99.9 U2 Turbine/Generator Full Power
10/21/04 1600 1137 99.9 U2 Turbine/Generator Full Power
10/21/04 1700 1135 100 U2 Turbine/Generator Full Power
10/21/04 1800 1135 100 U2 Turbine/Generator Full Power
10/21/04 1900 1137 99.9 U2 Turbine/Generator Full Power
10/21/04 2000 1137 99.9 U2 Turbine/Generator Full Power
10/21/04 2100 1137 99.9 U2 Turbine/Generator Full Power
10/21/04 2200 1138 99.9 U2 Turbine/Generator Full Power
10/21/04 2300 1138 100 U2 Turbine/Generator Full Power
10/21/04 2400 1137 100 U2 Turbine/Generator Full Power
10/22/04 0100 1137 100 U2 Turbine/Generator Full Power
10/22/04 0200 1137 99.9 U2 Turbine/Generator Full Power
10/22/04 0300 1138 100 U2 Turbine/Generator Full Power
10/22/04 0400 1139 100 U2 Turbine/Generator Full Power
10/22/04 0500 1139 100 U2 Turbine/Generator Full Power
10/22/04 0600 1139 99.9 U2 Turbine/Generator Full Power
10/22/04 0700 1140 100 U2 Turbine/Generator Full Power



10/22/04 0800 1139 100 U2 Turbine/Generator Full Power
10/22/04 0900 1139 99.9 U2 Turbine/Generator Full Power
10/22/04 1000 1140 99.9 U2 Turbine/Generator Full Power
10/22/04 1100 1138 99.9 U2 Turbine/Generator Full Power
10/22/04 1200 1138 100 U2 Turbine/Generator Full Power
10/22/04 1300 1139 99.9 U2 Turbine/Generator Full Power
10/22/04 1400 1137 100 U2 Turbine/Generator Full Power
10/22/04 1500 1136 100 U2 Turbine/Generator Full Power
10/22/04 1600 1137 100 U2 Turbine/Generator Full Power
10/22/04 1700 1137 99.9 U2 Turbine/Generator Full Power
10/22/04 1800 1137 99.9 U2 Turbine/Generator Full Power
10/22/04 1900 1137 100 U2 Turbine/Generator Full Power
10/22/04 2000 1138 99.9 U2 Turbine/Generator Full Power
10/22/04 2100 1139 100 U2 Turbine/Generator Full Power
10/22/04 2200 1139 99.9 U2 Turbine/Generator Full Power
10/22/04 2300 1138 99.9 U2 Turbine/Generator Full Power
10/22/04 2400 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 0100 1138 100 U2 Turbine/Generator Full Power
10/23/04 0200 1137 100 U2 Turbine/Generator Full Power
10/23/04 0300 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 0400 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 0500 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 0600 1139 99.9 U2 Turbine/Generator Full Power
10/23/04 0700 1139 99.9 U2 Turbine/Generator Full Power
10/23/04 0800 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 0900 1137 99.9 U2 Turbine/Generator Full Power
10/23/04 1000 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 1100 1138 99.9 U2 Turbine/Generator Full Power
10/23/04 1200 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 1300 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 1400 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 1500 1136 100 U2 Turbine/Generator Full Power
10/23/04 1600 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 1700 1136 100 U2 Turbine/Generator Full Power
10/23/04 1800 1136 100 U2 Turbine/Generator Full Power
10/23/04 1900 1136 99.9 U2 Turbine/Generator Full Power
10/23/04 2000 1137 99.9 U2 Turbine/Generator Full Power
10/23/04 2100 1139 99.9 U2 Turbine/Generator Full Power
10/23/04 2200 1139 100 U2 Turbine/Generator Full Power
10/23/04 2300 1138 100 U2 Turbine/Generator Full Power
10/23/04 2400 1138 100 U2 Turbine/Generator Full Power
10/24/04 0100 1138 100 U2 Turbine/Generator Full Power
10/24/04 0200 1138 100 U2 Turbine/Generator Full Power
10/24/04 0300 1138 100 U2 Turbine/Generator Full Power
10/24/04 0400 1137 99.9 U2 Turbine/Generator Full Power
10/24/04 0500 1137 100 U2 Turbine/Generator Full Power
10/24/04 0600 1138 100 U2 Turbine/Generator Full Power
10/24/04 0700 1139 99.9 U2 Turbine/Generator Full Power
10/24/04 0800 1137 100 U2 Turbine/Generator Full Power
10/24/04 0900 1138 100 U2 Turbine/Generator Full Power
10/24/04 1000 1137 100 U2 Turbine/Generator Full Power
10/24/04 1100 1136 100 U2 Turbine/Generator Full Power
10/24/04 1200 1137 100 U2 Turbine/Generator Full Power
10/24/04 1300 1136 100 U2 Turbine/Generator Full Power
10/24/04 1400 1136 100 U2 Turbine/Generator Full Power



10/24/04 1500 1135 100 U2 Turbine/Generator Full Power
10/24/04 1600 1136 100 U2 Turbine/Generator Full Power
10/24/04 1700 1135 100 U2 Turbine/Generator Full Power
10/24/04 1800 1136 100 U2 Turbine/Generator Full Power
10/24/04 1900 1136 100 U2 Turbine/Generator Full Power
10/24/04 2000 1136 100 U2 Turbine/Generator Full Power
10/24/04 2100 1135 99.9 21:03 U2 Started ramp-down for 2R12 Refueling Outage
10/24/04 2200 903 80.2 U2 Ramp-down for start of 2R12
10/24/04 2300 651 60.2 U2 Ramp-down for start of 2R12
10/24/04 2400 415 45.4 U2 Ramp-down for start of 2R12
10/25/04 0100 154 19.2 U2 Ramp-down for start of 2R12
10/25/04 0200 65 9.8 02:22 U2 Off-Line for 2R12 Refueling Outage.
10/25/04 0300 0 0 2R12 Refueling Outage
10/25/04 0400 0 0 2R12 Refueling Outage
10/25/04 0500 0 0 2R12 Refueling Outage
10/25/04 0600 0 0 2R12 Refueling Outage
10/25/04 0700 0 0 2R12 Refueling Outage
10/25/04 0800 0 0 2R12 Refueling Outage
10/25/04 0900 0 0 2R12 Refueling Outage
10/25/04 1000 0 0 2R12 Refueling Outage
10/25/04 1100 0 0 2R12 Refueling Outage
10/25/04 1200 0 0 2R12 Refueling Outage
10/25/04 1300 0 0 2R12 Refueling Outage
10/25/04 1400 0 0 2R12 Refueling Outage
10/25/04 1500 0 0 2R12 Refueling Outage
10/25/04 1600 0 0 2R12 Refueling Outage
10/25/04 1700 0 0 2R12 Refueling Outage
10/25/04 1800 0 0 2R12 Refueling Outage
10/25/04 1900 0 0 2R12 Refueling Outage
10/25/04 2000 0 0 2R12 Refueling Outage
10/25/04 2100 0 0 2R12 Refueling Outage
10/25/04 2200 0 0 2R12 Refueling Outage
10/25/04 2300 0 0 2R12 Refueling Outage
10/25/04 2400 0 0 2R12 Refueling Outage
10/26/04 0100 0 0 2R12 Refueling Outage
10/26/04 0200 0 0 2R12 Refueling Outage
10/26/04 0300 0 0 2R12 Refueling Outage
10/26/04 0400 0 0 2R12 Refueling Outage
10/26/04 0500 0 0 2R12 Refueling Outage
10/26/04 0600 0 0 2R12 Refueling Outage
10/26/04 0700 0 0 2R12 Refueling Outage
10/26/04 0800 0 0 2R12 Refueling Outage
10/26/04 0900 0 0 2R12 Refueling Outage
10/26/04 1000 0 0 2R12 Refueling Outage
10/26/04 1100 0 0 2R12 Refueling Outage
10/26/04 1200 0 0 2R12 Refueling Outage
10/26/04 1300 0 0 2R12 Refueling Outage
10/26/04 1400 0 0 2R12 Refueling Outage
10/26/04 1500 0 0 2R12 Refueling Outage
10/26/04 1600 0 0 2R12 Refueling Outage
10/26/04 1700 0 0 2R12 Refueling Outage
10/26/04 1800 0 0 2R12 Refueling Outage
10/26/04 1900 0 0 2R12 Refueling Outage
10/26/04 2000 0 0 2R12 Refueling Outage
10/26/04 2100 0 0 2R12 Refueling Outage



10/26/04 2200 0 0 2R12 Refueling Outage
10/26/04 2300 0 0 2R12 Refueling Outage
10/26/04 2400 0 0 2R12 Refueling Outage
10/27/04 0100 0 0 2R12 Refueling Outage
10/27/04 0200 0 0 2R12 Refueling Outage
10/27/04 0300 0 0 2R12 Refueling Outage
10/27/04 0400 0 0 2R12 Refueling Outage
10/27/04 0500 0 0 2R12 Refueling Outage
10/27/04 0600 0 0 2R12 Refueling Outage
10/27/04 0700 0 0 2R12 Refueling Outage
10/27/04 0800 0 0 2R12 Refueling Outage
10/27/04 0900 0 0 2R12 Refueling Outage
10/27/04 1000 0 0 2R12 Refueling Outage
10/27/04 1100 0 0 2R12 Refueling Outage
10/27/04 1200 0 0 2R12 Refueling Outage
10/27/04 1300 0 0 2R12 Refueling Outage
10/27/04 1400 0 0 2R12 Refueling Outage
10/27/04 1500 0 0 2R12 Refueling Outage
10/27/04 1600 0 0 2R12 Refueling Outage
10/27/04 1700 0 0 2R12 Refueling Outage
10/27/04 1800 0 0 2R12 Refueling Outage
10/27/04 1900 0 0 2R12 Refueling Outage
10/27/04 2000 0 0 2R12 Refueling Outage
10/27/04 2100 0 0 2R12 Refueling Outage
10/27/04 2200 0 0 2R12 Refueling Outage
10/27/04 2300 0 0 2R12 Refueling Outage
10/27/04 2400 0 0 2R12 Refueling Outage
10/28/04 0100 0 0 2R12 Refueling Outage
10/28/04 0200 0 0 2R12 Refueling Outage
10/28/04 0300 0 0 2R12 Refueling Outage
10/28/04 0400 0 0 2R12 Refueling Outage
10/28/04 0500 0 0 2R12 Refueling Outage
10/28/04 0600 0 0 2R12 Refueling Outage
10/28/04 0700 0 0 2R12 Refueling Outage
10/28/04 0800 0 0 2R12 Refueling Outage
10/28/04 0900 0 0 2R12 Refueling Outage
10/28/04 1000 0 0 2R12 Refueling Outage
10/28/04 1100 0 0 2R12 Refueling Outage
10/28/04 1200 0 0 2R12 Refueling Outage
10/28/04 1300 0 0 2R12 Refueling Outage
10/28/04 1400 0 0 2R12 Refueling Outage
10/28/04 1500 0 0 2R12 Refueling Outage
10/28/04 1600 0 0 2R12 Refueling Outage
10/28/04 1700 0 0 2R12 Refueling Outage
10/28/04 1800 0 0 2R12 Refueling Outage
10/28/04 1900 0 0 2R12 Refueling Outage
10/28/04 2000 0 0 2R12 Refueling Outage
10/28/04 2100 0 0 2R12 Refueling Outage
10/28/04 2200 0 0 2R12 Refueling Outage
10/28/04 2300 0 0 2R12 Refueling Outage
10/28/04 2400 0 0 2R12 Refueling Outage
10/29/04 0100 0 0 2R12 Refueling Outage
10/29/04 0200 0 0 2R12 Refueling Outage
10/29/04 0300 0 0 2R12 Refueling Outage
10/29/04 0400 0 0 2R12 Refueling Outage



10/29/04 0500 0 0 2R12 Refueling Outage
10/29/04 0600 0 0 2R12 Refueling Outage
10/29/04 0700 0 0 2R12 Refueling Outage
10/29/04 0800 0 0 2R12 Refueling Outage
10/29/04 0900 0 0 2R12 Refueling Outage
10/29/04 1000 0 0 2R12 Refueling Outage
10/29/04 1100 0 0 2R12 Refueling Outage
10/29/04 1200 0 0 2R12 Refueling Outage
10/29/04 1300 0 0 2R12 Refueling Outage
10/29/04 1400 0 0 2R12 Refueling Outage
10/29/04 1500 0 0 2R12 Refueling Outage
10/29/04 1600 0 0 2R12 Refueling Outage
10/29/04 1700 0 0 2R12 Refueling Outage
10/29/04 1800 0 0 2R12 Refueling Outage
10/29/04 1900 0 0 2R12 Refueling Outage
10/29/04 2000 0 0 2R12 Refueling Outage
10/29/04 2100 0 0 2R12 Refueling Outage
10/29/04 2200 0 0 2R12 Refueling Outage
10/29/04 2300 0 0 2R12 Refueling Outage
10/29/04 2400 0 0 2R12 Refueling Outage
10/30/04 0100 0 0 2R12 Refueling Outage
10/30/04 0200 0 0 2R12 Refueling Outage
10/30/04 0300 0 0 2R12 Refueling Outage
10/30/04 0400 0 0 2R12 Refueling Outage
10/30/04 0500 0 0 2R12 Refueling Outage
10/30/04 0600 0 0 2R12 Refueling Outage
10/30/04 0700 0 0 2R12 Refueling Outage
10/30/04 0800 0 0 2R12 Refueling Outage
10/30/04 0900 0 0 2R12 Refueling Outage
10/30/04 1000 0 0 2R12 Refueling Outage
10/30/04 1100 0 0 2R12 Refueling Outage
10/30/04 1200 0 0 2R12 Refueling Outage
10/30/04 1300 0 0 2R12 Refueling Outage
10/30/04 1400 0 0 2R12 Refueling Outage
10/30/04 1500 0 0 2R12 Refueling Outage
10/30/04 1600 0 0 2R12 Refueling Outage
10/30/04 1700 0 0 2R12 Refueling Outage
10/30/04 1800 0 0 2R12 Refueling Outage
10/30/04 1900 0 0 2R12 Refueling Outage
10/30/04 2000 0 0 2R12 Refueling Outage
10/30/04 2100 0 0 2R12 Refueling Outage
10/30/04 2200 0 0 2R12 Refueling Outage
10/30/04 2300 0 0 2R12 Refueling Outage
10/30/04 2400 0 0 2R12 Refueling Outage
10/31/04 0100 0 0 2R12 Refueling Outage
10/31/04 0200 0 0 2R12 Refueling Outage
10/31/04 0300 0 0 2R12 Refueling Outage
10/31/04 0400 0 0 2R12 Refueling Outage
10/31/04 0500 0 0 2R12 Refueling Outage
10/31/04 0600 0 0 2R12 Refueling Outage
10/31/04 0700 0 0 2R12 Refueling Outage
10/31/04 0800 0 0 2R12 Refueling Outage
10/31/04 0900 0 0 2R12 Refueling Outage
10/31/04 1000 0 0 2R12 Refueling Outage
10/31/04 1100 0 0 2R12 Refueling Outage



10/31/04 1200 0 0 2R12 Refueling Outage
10/31/04 1300 0 0 2R12 Refueling Outage
10/31/04 1400 0 0 2R12 Refueling Outage
10/31/04 1500 0 0 2R12 Refueling Outage
10/31/04 1600 0 0 2R12 Refueling Outage
10/31/04 1700 0 0 2R12 Refueling Outage
10/31/04 1800 0 0 2R12 Refueling Outage
10/31/04 1900 0 0 2R12 Refueling Outage
10/31/04 2000 0 0 2R12 Refueling Outage
10/31/04 2100 0 0 2R12 Refueling Outage
10/31/04 2200 0 0 2R12 Refueling Outage
10/31/04 2300 0 0 2R12 Refueling Outage
10/31/04 2400 0 0 2R12 Refueling Outage
11/01/04 0100 0 0 2R12 Refueling Outage
11/01/04 0200 0 0 2R12 Refueling Outage
11/01/04 0300 0 0 2R12 Refueling Outage
11/01/04 0400 0 0 2R12 Refueling Outage
11/01/04 0500 0 0 2R12 Refueling Outage
11/01/04 0600 0 0 2R12 Refueling Outage
11/01/04 0700 0 0 2R12 Refueling Outage
11/01/04 0800 0 0 2R12 Refueling Outage
11/01/04 0900 0 0 2R12 Refueling Outage
11/01/04 1000 0 0 2R12 Refueling Outage
11/01/04 1100 0 0 2R12 Refueling Outage
11/01/04 1200 0 0 2R12 Refueling Outage
11/01/04 1300 0 0 2R12 Refueling Outage
11/01/04 1400 0 0 2R12 Refueling Outage
11/01/04 1500 0 0 2R12 Refueling Outage
11/01/04 1600 0 0 2R12 Refueling Outage
11/01/04 1700 0 0 2R12 Refueling Outage
11/01/04 1800 0 0 2R12 Refueling Outage
11/01/04 1900 0 0 2R12 Refueling Outage
11/01/04 2000 0 0 2R12 Refueling Outage
11/01/04 2100 0 0 2R12 Refueling Outage
11/01/04 2200 0 0 2R12 Refueling Outage
11/01/04 2300 0 0 2R12 Refueling Outage
11/01/04 2400 0 0 2R12 Refueling Outage
11/02/04 0100 0 0 2R12 Refueling Outage
11/02/04 0200 0 0 2R12 Refueling Outage
11/02/04 0300 0 0 2R12 Refueling Outage
11/02/04 0400 0 0 2R12 Refueling Outage
11/02/04 0500 0 0 2R12 Refueling Outage
11/02/04 0600 0 0 2R12 Refueling Outage
11/02/04 0700 0 0 2R12 Refueling Outage
11/02/04 0800 0 0 2R12 Refueling Outage
11/02/04 0900 0 0 2R12 Refueling Outage
11/02/04 1000 0 0 2R12 Refueling Outage
11/02/04 1100 0 0 2R12 Refueling Outage
11/02/04 1200 0 0 2R12 Refueling Outage
11/02/04 1300 0 0 2R12 Refueling Outage
11/02/04 1400 0 0 2R12 Refueling Outage
11/02/04 1500 0 0 2R12 Refueling Outage
11/02/04 1600 0 0 2R12 Refueling Outage
11/02/04 1700 0 0 2R12 Refueling Outage
11/02/04 1800 0 0 2R12 Refueling Outage



11/02/04 1900 0 0 2R12 Refueling Outage
11/02/04 2000 0 0 2R12 Refueling Outage
11/02/04 2100 0 0 2R12 Refueling Outage
11/02/04 2200 0 0 2R12 Refueling Outage
11/02/04 2300 0 0 2R12 Refueling Outage
11/02/04 2400 0 0 2R12 Refueling Outage
11/03/04 0100 0 0 2R12 Refueling Outage
11/03/04 0200 0 0 2R12 Refueling Outage
11/03/04 0300 0 0 2R12 Refueling Outage
11/03/04 0400 0 0 2R12 Refueling Outage
11/03/04 0500 0 0 2R12 Refueling Outage
11/03/04 0600 0 0 2R12 Refueling Outage
11/03/04 0700 0 0 2R12 Refueling Outage
11/03/04 0800 0 0 2R12 Refueling Outage
11/03/04 0900 0 0 2R12 Refueling Outage
11/03/04 1000 0 0 2R12 Refueling Outage
11/03/04 1100 0 0 2R12 Refueling Outage
11/03/04 1200 0 0 2R12 Refueling Outage
11/03/04 1300 0 0 2R12 Refueling Outage
11/03/04 1400 0 0 2R12 Refueling Outage
11/03/04 1500 0 0 2R12 Refueling Outage
11/03/04 1600 0 0 2R12 Refueling Outage
11/03/04 1700 0 0 2R12 Refueling Outage
11/03/04 1800 0 0 2R12 Refueling Outage
11/03/04 1900 0 0 2R12 Refueling Outage
11/03/04 2000 0 0 2R12 Refueling Outage
11/03/04 2100 0 0 2R12 Refueling Outage
11/03/04 2200 0 0 2R12 Refueling Outage
11/03/04 2300 0 0 2R12 Refueling Outage
11/03/04 2400 0 0 2R12 Refueling Outage
11/04/04 0100 0 0 2R12 Refueling Outage
11/04/04 0200 0 0 2R12 Refueling Outage
11/04/04 0300 0 0 2R12 Refueling Outage
11/04/04 0400 0 0 2R12 Refueling Outage
11/04/04 0500 0 0 2R12 Refueling Outage
11/04/04 0600 0 0 2R12 Refueling Outage
11/04/04 0700 0 0 2R12 Refueling Outage
11/04/04 0800 0 0 2R12 Refueling Outage
11/04/04 0900 0 0 2R12 Refueling Outage
11/04/04 1000 0 0 2R12 Refueling Outage
11/04/04 1100 0 0 2R12 Refueling Outage
11/04/04 1200 0 0 2R12 Refueling Outage
11/04/04 1300 0 0 2R12 Refueling Outage
11/04/04 1400 0 0 2R12 Refueling Outage
11/04/04 1500 0 0 2R12 Refueling Outage
11/04/04 1600 0 0 2R12 Refueling Outage
11/04/04 1700 0 0 2R12 Refueling Outage
11/04/04 1800 0 0 2R12 Refueling Outage
11/04/04 1900 0 0 2R12 Refueling Outage
11/04/04 2000 0 0 2R12 Refueling Outage
11/04/04 2100 0 0 2R12 Refueling Outage
11/04/04 2200 0 0 2R12 Refueling Outage
11/04/04 2300 0 0 2R12 Refueling Outage
11/04/04 2400 0 0 2R12 Refueling Outage
11/05/04 0100 0 0 2R12 Refueling Outage



11/05/04 0200 0 0 2R12 Refueling Outage
11/05/04 0300 0 0 2R12 Refueling Outage
11/05/04 0400 0 0 2R12 Refueling Outage
11/05/04 0500 0 0 2R12 Refueling Outage
11/05/04 0600 0 0 2R12 Refueling Outage
11/05/04 0700 0 0 2R12 Refueling Outage
11/05/04 0800 0 0 2R12 Refueling Outage
11/05/04 0900 0 0 2R12 Refueling Outage
11/05/04 1000 0 0 2R12 Refueling Outage
11/05/04 1100 0 0 2R12 Refueling Outage
11/05/04 1200 0 0 2R12 Refueling Outage
11/05/04 1300 0 0 2R12 Refueling Outage
11/05/04 1400 0 0 2R12 Refueling Outage
11/05/04 1500 0 0 2R12 Refueling Outage
11/05/04 1600 0 0 2R12 Refueling Outage
11/05/04 1700 0 0 2R12 Refueling Outage
11/05/04 1800 0 0 2R12 Refueling Outage
11/05/04 1900 0 0 2R12 Refueling Outage
11/05/04 2000 0 0 2R12 Refueling Outage
11/05/04 2100 0 0 2R12 Refueling Outage
11/05/04 2200 0 0 2R12 Refueling Outage
11/05/04 2300 0 0 2R12 Refueling Outage
11/05/04 2400 0 0 2R12 Refueling Outage
11/06/04 0100 0 0 2R12 Refueling Outage
11/06/04 0200 0 0 2R12 Refueling Outage
11/06/04 0300 0 0 2R12 Refueling Outage
11/06/04 0400 0 0 2R12 Refueling Outage
11/06/04 0500 0 0 2R12 Refueling Outage
11/06/04 0600 0 0 2R12 Refueling Outage
11/06/04 0700 0 0 2R12 Refueling Outage
11/06/04 0800 0 0 2R12 Refueling Outage
11/06/04 0900 0 0 2R12 Refueling Outage
11/06/04 1000 0 0 2R12 Refueling Outage
11/06/04 1100 0 0 2R12 Refueling Outage
11/06/04 1200 0 0 2R12 Refueling Outage
11/06/04 1300 0 0 2R12 Refueling Outage
11/06/04 1400 0 0 2R12 Refueling Outage
11/06/04 1500 0 0 2R12 Refueling Outage
11/06/04 1600 0 0 2R12 Refueling Outage
11/06/04 1700 0 0 2R12 Refueling Outage
11/06/04 1800 0 0 2R12 Refueling Outage
11/06/04 1900 0 0 2R12 Refueling Outage
11/06/04 2000 0 0 2R12 Refueling Outage
11/06/04 2100 0 0 2R12 Refueling Outage
11/06/04 2200 0 0 2R12 Refueling Outage
11/06/04 2300 0 0 2R12 Refueling Outage
11/06/04 2400 0 0 2R12 Refueling Outage
11/07/04 0100 0 0 2R12 Refueling Outage
11/07/04 0200 0 0 2R12 Refueling Outage
11/07/04 0300 0 0 2R12 Refueling Outage
11/07/04 0400 0 0 2R12 Refueling Outage
11/07/04 0500 0 0 2R12 Refueling Outage
11/07/04 0600 0 0 2R12 Refueling Outage
11/07/04 0700 0 0 2R12 Refueling Outage
11/07/04 0800 0 0 2R12 Refueling Outage



11/07/04 0900 0 0 2R12 Refueling Outage
11/07/04 1000 0 0 2R12 Refueling Outage
11/07/04 1100 0 0 2R12 Refueling Outage
11/07/04 1200 0 0 2R12 Refueling Outage
11/07/04 1300 0 0 2R12 Refueling Outage
11/07/04 1400 0 0 2R12 Refueling Outage
11/07/04 1500 0 0 2R12 Refueling Outage
11/07/04 1600 0 0 2R12 Refueling Outage
11/07/04 1700 0 0 2R12 Refueling Outage
11/07/04 1800 0 0 2R12 Refueling Outage
11/07/04 1900 0 0 2R12 Refueling Outage
11/07/04 2000 0 0 2R12 Refueling Outage
11/07/04 2100 0 0 2R12 Refueling Outage
11/07/04 2200 0 0 2R12 Refueling Outage
11/07/04 2300 0 0 2R12 Refueling Outage
11/07/04 2400 0 0 2R12 Refueling Outage
11/08/04 0100 0 0 2R12 Refueling Outage
11/08/04 0200 0 0 2R12 Refueling Outage
11/08/04 0300 0 0 2R12 Refueling Outage
11/08/04 0400 0 0 2R12 Refueling Outage
11/08/04 0500 0 0 2R12 Refueling Outage
11/08/04 0600 0 0 2R12 Refueling Outage
11/08/04 0700 0 0 2R12 Refueling Outage
11/08/04 0800 0 0 2R12 Refueling Outage
11/08/04 0900 0 0 2R12 Refueling Outage
11/08/04 1000 0 0 2R12 Refueling Outage
11/08/04 1100 0 0 2R12 Refueling Outage
11/08/04 1200 0 0 2R12 Refueling Outage
11/08/04 1300 0 0 2R12 Refueling Outage
11/08/04 1400 0 0 2R12 Refueling Outage
11/08/04 1500 0 0 2R12 Refueling Outage
11/08/04 1600 0 0 2R12 Refueling Outage
11/08/04 1700 0 0 2R12 Refueling Outage
11/08/04 1800 0 0 2R12 Refueling Outage
11/08/04 1900 0 0 2R12 Refueling Outage
11/08/04 2000 0 0 2R12 Refueling Outage
11/08/04 2100 0 0 2R12 Refueling Outage
11/08/04 2200 0 0 2R12 Refueling Outage
11/08/04 2300 0 0 2R12 Refueling Outage
11/08/04 2400 0 0 2R12 Refueling Outage
11/09/04 0100 0 0 2R12 Refueling Outage
11/09/04 0200 0 0 2R12 Refueling Outage
11/09/04 0300 0 0 2R12 Refueling Outage
11/09/04 0400 0 0 2R12 Refueling Outage
11/09/04 0500 0 0 2R12 Refueling Outage
11/09/04 0600 0 0 2R12 Refueling Outage
11/09/04 0700 0 0 2R12 Refueling Outage
11/09/04 0800 0 0 2R12 Refueling Outage
11/09/04 0900 0 0 2R12 Refueling Outage
11/09/04 1000 0 0 2R12 Refueling Outage
11/09/04 1100 0 0 2R12 Refueling Outage
11/09/04 1200 0 0 2R12 Refueling Outage
11/09/04 1300 0 0 2R12 Refueling Outage
11/09/04 1400 0 0 2R12 Refueling Outage
11/09/04 1500 0 0 2R12 Refueling Outage



11/09/04 1600 0 0 2R12 Refueling Outage
11/09/04 1700 0 0 2R12 Refueling Outage
11/09/04 1800 0 0 2R12 Refueling Outage
11/09/04 1900 0 0 2R12 Refueling Outage
11/09/04 2000 0 0 2R12 Refueling Outage
11/09/04 2100 0 0 2R12 Refueling Outage
11/09/04 2200 0 0 2R12 Refueling Outage
11/09/04 2300 0 0 2R12 Refueling Outage
11/09/04 2400 0 0 2R12 Refueling Outage
11/10/04 0100 0 0 2R12 Refueling Outage
11/10/04 0200 0 0 2R12 Refueling Outage
11/10/04 0300 0 0 2R12 Refueling Outage
11/10/04 0400 0 0 2R12 Refueling Outage
11/10/04 0500 0 0 2R12 Refueling Outage
11/10/04 0600 0 0 2R12 Refueling Outage
11/10/04 0700 0 0 2R12 Refueling Outage
11/10/04 0800 0 0 2R12 Refueling Outage
11/10/04 0900 0 0 2R12 Refueling Outage
11/10/04 1000 0 0 2R12 Refueling Outage
11/10/04 1100 0 0 2R12 Refueling Outage
11/10/04 1200 0 0 2R12 Refueling Outage
11/10/04 1300 0 0 2R12 Refueling Outage
11/10/04 1400 0 0 2R12 Refueling Outage
11/10/04 1500 0 0 2R12 Refueling Outage
11/10/04 1600 0 0 2R12 Refueling Outage
11/10/04 1700 0 0 2R12 Refueling Outage
11/10/04 1800 0 0 2R12 Refueling Outage
11/10/04 1900 0 0 2R12 Refueling Outage
11/10/04 2000 0 0 2R12 Refueling Outage
11/10/04 2100 0 0 2R12 Refueling Outage
11/10/04 2200 0 0 2R12 Refueling Outage
11/10/04 2300 0 0 2R12 Refueling Outage
11/10/04 2400 0 0 2R12 Refueling Outage
11/11/04 0100 0 0 2R12 Refueling Outage
11/11/04 0200 0 0 2R12 Refueling Outage
11/11/04 0300 0 0 2R12 Refueling Outage
11/11/04 0400 0 0 2R12 Refueling Outage
11/11/04 0500 0 0 2R12 Refueling Outage
11/11/04 0600 0 0 2R12 Refueling Outage
11/11/04 0700 0 0 2R12 Refueling Outage
11/11/04 0800 0 0 2R12 Refueling Outage
11/11/04 0900 0 0 2R12 Refueling Outage
11/11/04 1000 0 0 2R12 Refueling Outage
11/11/04 1100 0 0 2R12 Refueling Outage
11/11/04 1200 0 0 2R12 Refueling Outage
11/11/04 1300 0 0 2R12 Refueling Outage
11/11/04 1400 0 0 2R12 Refueling Outage
11/11/04 1500 0 0 2R12 Refueling Outage
11/11/04 1600 0 0 2R12 Refueling Outage
11/11/04 1700 0 0 2R12 Refueling Outage
11/11/04 1800 0 0 2R12 Refueling Outage
11/11/04 1900 0 0 2R12 Refueling Outage
11/11/04 2000 0 0 2R12 Refueling Outage
11/11/04 2100 0 0 2R12 Refueling Outage
11/11/04 2200 0 0 2R12 Refueling Outage



11/11/04 2300 0 0 2R12 Refueling Outage
11/11/04 2400 0 0 2R12 Refueling Outage
11/12/04 0100 0 0 2R12 Refueling Outage
11/12/04 0200 0 0 2R12 Refueling Outage
11/12/04 0300 0 0 2R12 Refueling Outage
11/12/04 0400 0 0 2R12 Refueling Outage
11/12/04 0500 0 0 2R12 Refueling Outage
11/12/04 0600 0 0 2R12 Refueling Outage
11/12/04 0700 0 0 2R12 Refueling Outage
11/12/04 0800 0 0 2R12 Refueling Outage
11/12/04 0900 0 0 2R12 Refueling Outage
11/12/04 1000 0 0 2R12 Refueling Outage
11/12/04 1100 0 0 2R12 Refueling Outage
11/12/04 1200 0 0 2R12 Refueling Outage
11/12/04 1300 0 0 2R12 Refueling Outage
11/12/04 1400 0 0 2R12 Refueling Outage
11/12/04 1500 0 0 2R12 Refueling Outage
11/12/04 1600 0 0 2R12 Refueling Outage
11/12/04 1700 0 0 2R12 Refueling Outage
11/12/04 1800 0 0 2R12 Refueling Outage
11/12/04 1900 0 0 2R12 Refueling Outage
11/12/04 2000 0 0 2R12 Refueling Outage
11/12/04 2100 0 0 2R12 Refueling Outage
11/12/04 2200 0 0 2R12 Refueling Outage
11/12/04 2300 0 0 2R12 Refueling Outage
11/12/04 2400 0 0 2R12 Refueling Outage
11/13/04 0100 0 0 2R12 Refueling Outage
11/13/04 0200 0 0 2R12 Refueling Outage
11/13/04 0300 0 0 2R12 Refueling Outage
11/13/04 0400 0 0 2R12 Refueling Outage
11/13/04 0500 0 0 2R12 Refueling Outage
11/13/04 0600 0 0 2R12 Refueling Outage
11/13/04 0700 0 0 2R12 Refueling Outage
11/13/04 0800 0 0 2R12 Refueling Outage
11/13/04 0900 0 0 2R12 Refueling Outage
11/13/04 1000 0 0 2R12 Refueling Outage
11/13/04 1100 0 0 2R12 Refueling Outage
11/13/04 1200 0 0 2R12 Refueling Outage
11/13/04 1300 0 0 2R12 Refueling Outage
11/13/04 1400 0 0 2R12 Refueling Outage
11/13/04 1500 0 0 2R12 Refueling Outage
11/13/04 1600 0 0 2R12 Refueling Outage
11/13/04 1700 0 0 2R12 Refueling Outage
11/13/04 1800 0 0 2R12 Refueling Outage
11/13/04 1900 0 0 2R12 Refueling Outage
11/13/04 2000 0 0 2R12 Refueling Outage
11/13/04 2100 0 0 2R12 Refueling Outage
11/13/04 2200 0 0 2R12 Refueling Outage
11/13/04 2300 0 0 2R12 Refueling Outage
11/13/04 2400 0 0 2R12 Refueling Outage
11/14/04 0100 0 0 2R12 Refueling Outage
11/14/04 0200 0 0 2R12 Refueling Outage
11/14/04 0300 0 0 2R12 Refueling Outage
11/14/04 0400 0 0 2R12 Refueling Outage
11/14/04 0500 0 0 2R12 Refueling Outage



11/14/04 0600 0 0 2R12 Refueling Outage
11/14/04 0700 0 0 2R12 Refueling Outage
11/14/04 0800 0 0 2R12 Refueling Outage
11/14/04 0900 0 0 2R12 Refueling Outage
11/14/04 1000 0 0 2R12 Refueling Outage
11/14/04 1100 0 0 2R12 Refueling Outage
11/14/04 1200 0 0 2R12 Refueling Outage
11/14/04 1300 0 0 2R12 Refueling Outage
11/14/04 1400 0 0 2R12 Refueling Outage
11/14/04 1500 0 0 2R12 Refueling Outage
11/14/04 1600 0 0 2R12 Refueling Outage
11/14/04 1700 0 0 2R12 Refueling Outage
11/14/04 1800 0 0 2R12 Refueling Outage
11/14/04 1900 0 0 2R12 Refueling Outage
11/14/04 2000 0 0 2R12 Refueling Outage
11/14/04 2100 0 0 2R12 Refueling Outage
11/14/04 2200 0 0 2R12 Refueling Outage
11/14/04 2300 0 0 2R12 Refueling Outage
11/14/04 2400 0 0 2R12 Refueling Outage
11/15/04 0100 0 0 2R12 Refueling Outage
11/15/04 0200 0 0 2R12 Refueling Outage
11/15/04 0300 0 0 2R12 Refueling Outage
11/15/04 0400 0 0 2R12 Refueling Outage
11/15/04 0500 0 0 2R12 Refueling Outage
11/15/04 0600 0 0 2R12 Refueling Outage
11/15/04 0700 0 0 2R12 Refueling Outage
11/15/04 0800 0 0 2R12 Refueling Outage
11/15/04 0900 0 0 2R12 Refueling Outage
11/15/04 1000 0 0 2R12 Refueling Outage
11/15/04 1100 0 0 2R12 Refueling Outage
11/15/04 1200 0 0 2R12 Refueling Outage
11/15/04 1300 0 0 2R12 Refueling Outage
11/15/04 1400 0 0 2R12 Refueling Outage
11/15/04 1500 0 0 2R12 Refueling Outage
11/15/04 1600 0 0 2R12 Refueling Outage
11/15/04 1700 0 0 2R12 Refueling Outage
11/15/04 1800 0 0 2R12 Refueling Outage
11/15/04 1900 0 0 2R12 Refueling Outage
11/15/04 2000 0 0 2R12 Refueling Outage
11/15/04 2100 0 0 2R12 Refueling Outage
11/15/04 2200 0 0 2R12 Refueling Outage
11/15/04 2300 0 0 2R12 Refueling Outage
11/15/04 2400 0 0 2R12 Refueling Outage
11/16/04 0100 0 0 2R12 Refueling Outage
11/16/04 0200 0 0 2R12 Refueling Outage
11/16/04 0300 0 0 2R12 Refueling Outage
11/16/04 0400 0 0 2R12 Refueling Outage
11/16/04 0500 0 0 2R12 Refueling Outage
11/16/04 0600 0 0 2R12 Refueling Outage
11/16/04 0700 0 0 2R12 Refueling Outage
11/16/04 0800 0 0 2R12 Refueling Outage
11/16/04 0900 0 0 2R12 Refueling Outage
11/16/04 1000 0 0 2R12 Refueling Outage
11/16/04 1100 0 0 2R12 Refueling Outage
11/16/04 1200 0 0 2R12 Refueling Outage



11/16/04 1300 0 0 2R12 Refueling Outage
11/16/04 1400 0 0 2R12 Refueling Outage
11/16/04 1500 0 0 2R12 Refueling Outage
11/16/04 1600 0 0 2R12 Refueling Outage
11/16/04 1700 0 0 2R12 Refueling Outage
11/16/04 1800 0 0 2R12 Refueling Outage
11/16/04 1900 0 0 2R12 Refueling Outage
11/16/04 2000 0 0 2R12 Refueling Outage
11/16/04 2100 0 0 2R12 Refueling Outage
11/16/04 2200 0 0 2R12 Refueling Outage
11/16/04 2300 0 0 2R12 Refueling Outage
11/16/04 2400 0 0 2R12 Refueling Outage
11/17/04 0100 0 0 2R12 Refueling Outage
11/17/04 0200 0 0 2R12 Refueling Outage
11/17/04 0300 0 0 2R12 Refueling Outage
11/17/04 0400 0 0 2R12 Refueling Outage
11/17/04 0500 0 0 2R12 Refueling Outage
11/17/04 0600 0 0 2R12 Refueling Outage
11/17/04 0700 0 0 2R12 Refueling Outage
11/17/04 0800 0 0 2R12 Refueling Outage
11/17/04 0900 0 0 2R12 Refueling Outage
11/17/04 1000 0 0 2R12 Refueling Outage
11/17/04 1100 0 0 2R12 Refueling Outage
11/17/04 1200 0 0 2R12 Refueling Outage
11/17/04 1300 0 0 2R12 Refueling Outage
11/17/04 1400 0 0 2R12 Refueling Outage
11/17/04 1500 0 0 2R12 Refueling Outage
11/17/04 1600 0 0 2R12 Refueling Outage
11/17/04 1700 0 0 2R12 Refueling Outage
11/17/04 1800 0 0 2R12 Refueling Outage
11/17/04 1900 0 0 2R12 Refueling Outage
11/17/04 2000 0 0 2R12 Refueling Outage
11/17/04 2100 0 0 2R12 Refueling Outage
11/17/04 2200 0 0 2R12 Refueling Outage
11/17/04 2300 0 0 2R12 Refueling Outage
11/17/04 2400 0 0 2R12 Refueling Outage
11/18/04 0100 0 0 2R12 Refueling Outage
11/18/04 0200 0 0 2R12 Refueling Outage
11/18/04 0300 0 0 2R12 Refueling Outage
11/18/04 0400 0 0 2R12 Refueling Outage
11/18/04 0500 0 0 2R12 Refueling Outage
11/18/04 0600 0 0 2R12 Refueling Outage
11/18/04 0700 0 0 2R12 Refueling Outage
11/18/04 0800 0 0 2R12 Refueling Outage
11/18/04 0900 0 0 2R12 Refueling Outage
11/18/04 1000 0 0 2R12 Refueling Outage
11/18/04 1100 0 0 2R12 Refueling Outage
11/18/04 1200 0 0 2R12 Refueling Outage
11/18/04 1300 0 0 2R12 Refueling Outage
11/18/04 1400 0 0 2R12 Refueling Outage
11/18/04 1500 0 0 2R12 Refueling Outage
11/18/04 1600 0 0 2R12 Refueling Outage
11/18/04 1700 0 0 2R12 Refueling Outage
11/18/04 1800 0 0 2R12 Refueling Outage
11/18/04 1900 0 0 2R12 Refueling Outage



11/18/04 2000 0 0 2R12 Refueling Outage
11/18/04 2100 0 0 2R12 Refueling Outage
11/18/04 2200 0 0 2R12 Refueling Outage
11/18/04 2300 0 0 2R12 Refueling Outage
11/18/04 2400 0 0 2R12 Refueling Outage
11/19/04 0100 0 0 2R12 Refueling Outage
11/19/04 0200 0 0 2R12 Refueling Outage
11/19/04 0300 0 0 2R12 Refueling Outage
11/19/04 0400 0 0 2R12 Refueling Outage
11/19/04 0500 0 0 2R12 Refueling Outage
11/19/04 0600 0 0 2R12 Refueling Outage
11/19/04 0700 0 0 2R12 Refueling Outage
11/19/04 0800 0 0 2R12 Refueling Outage
11/19/04 0900 0 0 2R12 Refueling Outage
11/19/04 1000 0 0 2R12 Refueling Outage
11/19/04 1100 0 0 2R12 Refueling Outage
11/19/04 1200 0 0 2R12 Refueling Outage
11/19/04 1300 0 0 2R12 Refueling Outage
11/19/04 1400 0 0 2R12 Refueling Outage
11/19/04 1500 0 0 2R12 Refueling Outage
11/19/04 1600 0 0 2R12 Refueling Outage
11/19/04 1700 0 0 2R12 Refueling Outage
11/19/04 1800 0 0 2R12 Refueling Outage
11/19/04 1900 0 0 2R12 Refueling Outage
11/19/04 2000 0 0 2R12 Refueling Outage
11/19/04 2100 0 0 2R12 Refueling Outage
11/19/04 2200 0 0 2R12 Refueling Outage
11/19/04 2300 0 0 2R12 Refueling Outage
11/19/04 2400 0 0 2R12 Refueling Outage
11/20/04 0100 0 0 2R12 Refueling Outage
11/20/04 0200 0 0 2R12 Refueling Outage
11/20/04 0300 0 0 2R12 Refueling Outage
11/20/04 0400 0 0 2R12 Refueling Outage
11/20/04 0500 0 0 2R12 Refueling Outage
11/20/04 0600 0 0 2R12 Refueling Outage
11/20/04 0700 0 0 2R12 Refueling Outage
11/20/04 0800 0 0 2R12 Refueling Outage
11/20/04 0900 0 0 2R12 Refueling Outage
11/20/04 1000 0 0 2R12 Refueling Outage
11/20/04 1100 0 0 2R12 Refueling Outage
11/20/04 1200 0 0 2R12 Refueling Outage
11/20/04 1300 0 0 2R12 Refueling Outage
11/20/04 1400 0 0 2R12 Refueling Outage
11/20/04 1500 0 0 2R12 Refueling Outage
11/20/04 1600 0 0 2R12 Refueling Outage
11/20/04 1700 0 0 2R12 Refueling Outage
11/20/04 1800 0 0 2R12 Refueling Outage
11/20/04 1900 0 0 2R12 Refueling Outage
11/20/04 2000 0 0 2R12 Refueling Outage
11/20/04 2100 0 0 2R12 Refueling Outage
11/20/04 2200 0 0 2R12 Refueling Outage
11/20/04 2300 0 0 2R12 Refueling Outage
11/20/04 2400 0 0 2R12 Refueling Outage
11/21/04 0100 0 0 2R12 Refueling Outage
11/21/04 0200 0 0 2R12 Refueling Outage



11/21/04 0300 0 0 2R12 Refueling Outage
11/21/04 0400 0 0 2R12 Refueling Outage
11/21/04 0500 0 0 2R12 Refueling Outage
11/21/04 0600 0 0 2R12 Refueling Outage
11/21/04 0700 0 0 2R12 Refueling Outage
11/21/04 0800 0 0 2R12 Refueling Outage
11/21/04 0900 0 0 2R12 Refueling Outage
11/21/04 1000 0 0 2R12 Refueling Outage
11/21/04 1100 0 0 2R12 Refueling Outage
11/21/04 1200 0 0 2R12 Refueling Outage
11/21/04 1300 0 0 2R12 Refueling Outage
11/21/04 1400 0 0 2R12 Refueling Outage
11/21/04 1500 0 0 2R12 Refueling Outage
11/21/04 1600 0 0 2R12 Refueling Outage
11/21/04 1700 0 0 2R12 Refueling Outage
11/21/04 1800 0 0 2R12 Refueling Outage
11/21/04 1900 0 0 2R12 Refueling Outage
11/21/04 2000 0 0 2R12 Refueling Outage
11/21/04 2100 0 0 2R12 Refueling Outage
11/21/04 2200 0 0 2R12 Refueling Outage
11/21/04 2300 0 0 2R12 Refueling Outage
11/21/04 2400 0 0 2R12 Refueling Outage
11/22/04 0100 0 0 2R12 Refueling Outage
11/22/04 0200 0 0 2R12 Refueling Outage
11/22/04 0300 0 0 2R12 Refueling Outage
11/22/04 0400 0 0 2R12 Refueling Outage
11/22/04 0500 0 0 2R12 Refueling Outage
11/22/04 0600 0 0 2R12 Refueling Outage
11/22/04 0700 0 0 2R12 Refueling Outage
11/22/04 0800 0 0 2R12 Refueling Outage
11/22/04 0900 0 0 2R12 Refueling Outage
11/22/04 1000 0 0 2R12 Refueling Outage
11/22/04 1100 0 0 2R12 Refueling Outage
11/22/04 1200 0 0 2R12 Refueling Outage
11/22/04 1300 0 0 2R12 Refueling Outage
11/22/04 1400 0 0 2R12 Refueling Outage
11/22/04 1500 0 0 2R12 Refueling Outage
11/22/04 1600 0 0 2R12 Refueling Outage
11/22/04 1700 0 0 2R12 Refueling Outage
11/22/04 1800 0 0 2R12 Refueling Outage
11/22/04 1900 0 0 2R12 Refueling Outage
11/22/04 2000 0 0 2R12 Refueling Outage
11/22/04 2100 0 0 2R12 Refueling Outage
11/22/04 2200 0 0 2R12 Refueling Outage
11/22/04 2300 0 0 2R12 Refueling Outage
11/22/04 2400 0 0 2R12 Refueling Outage
11/23/04 0100 0 0 2R12 Refueling Outage
11/23/04 0200 0 0 2R12 Refueling Outage
11/23/04 0300 0 0 2R12 Refueling Outage
11/23/04 0400 0 0 2R12 Refueling Outage
11/23/04 0500 0 0 2R12 Refueling Outage
11/23/04 0600 0 0 2R12 Refueling Outage
11/23/04 0700 0 0 2R12 Refueling Outage
11/23/04 0800 0 0 2R12 Refueling Outage
11/23/04 0900 0 0 2R12 Refueling Outage



11/23/04 1000 0 0 2R12 Refueling Outage
11/23/04 1100 0 0 2R12 Refueling Outage
11/23/04 1200 0 0 2R12 Refueling Outage
11/23/04 1300 0 0 2R12 Refueling Outage
11/23/04 1400 0 0 2R12 Refueling Outage
11/23/04 1500 0 0 2R12 Refueling Outage
11/23/04 1600 0 0 2R12 Refueling Outage
11/23/04 1700 0 0 2R12 Refueling Outage
11/23/04 1800 0 0 2R12 Refueling Outage
11/23/04 1900 0 0 2R12 Refueling Outage
11/23/04 2000 0 0 2R12 Refueling Outage
11/23/04 2100 0 0 2R12 Refueling Outage
11/23/04 2200 0 0 2R12 Refueling Outage
11/23/04 2300 0 0 2R12 Refueling Outage
11/23/04 2400 0 0 2R12 Refueling Outage
11/24/04 0100 0 0 2R12 Refueling Outage
11/24/04 0200 0 0 2R12 Refueling Outage
11/24/04 0300 0 0 2R12 Refueling Outage
11/24/04 0400 0 0 2R12 Refueling Outage
11/24/04 0500 0 0 2R12 Refueling Outage
11/24/04 0600 0 0 2R12 Refueling Outage
11/24/04 0700 0 0 2R12 Refueling Outage
11/24/04 0800 0 0 2R12 Refueling Outage
11/24/04 0900 0 0 2R12 Refueling Outage
11/24/04 1000 0 0 2R12 Refueling Outage
11/24/04 1100 0 0 2R12 Refueling Outage
11/24/04 1200 0 0 2R12 Refueling Outage
11/24/04 1300 0 0 2R12 Refueling Outage
11/24/04 1400 0 0 2R12 Refueling Outage
11/24/04 1500 0 0 2R12 Refueling Outage
11/24/04 1600 0 0 2R12 Refueling Outage
11/24/04 1700 0 0 2R12 Refueling Outage
11/24/04 1800 0 0 2R12 Refueling Outage
11/24/04 1900 0 0 2R12 Refueling Outage
11/24/04 2000 0 0 2R12 Refueling Outage
11/24/04 2100 0 0 2R12 Refueling Outage
11/24/04 2200 0 0 2R12 Refueling Outage
11/24/04 2300 0 0 2R12 Refueling Outage
11/24/04 2400 0 0 2R12 Refueling Outage
11/25/04 0100 0 0 2R12 Refueling Outage
11/25/04 0200 0 0 2R12 Refueling Outage
11/25/04 0300 0 0 2R12 Refueling Outage
11/25/04 0400 0 0 2R12 Refueling Outage
11/25/04 0500 0 0 2R12 Refueling Outage
11/25/04 0600 0 0 2R12 Refueling Outage
11/25/04 0700 0 0 2R12 Refueling Outage
11/25/04 0800 0 0 2R12 Refueling Outage
11/25/04 0900 0 0 2R12 Refueling Outage
11/25/04 1000 0 0 2R12 Refueling Outage
11/25/04 1100 0 0 2R12 Refueling Outage
11/25/04 1200 0 0 2R12 Refueling Outage
11/25/04 1300 0 0 2R12 Refueling Outage
11/25/04 1400 0 0 2R12 Refueling Outage
11/25/04 1500 0 0 2R12 Refueling Outage
11/25/04 1600 0 0 2R12 Refueling Outage



11/25/04 1700 0 0 2R12 Refueling Outage
11/25/04 1800 0 0 2R12 Refueling Outage
11/25/04 1900 0 0 2R12 Refueling Outage
11/25/04 2000 0 0 2R12 Refueling Outage
11/25/04 2100 0 0 2R12 Refueling Outage
11/25/04 2200 0 0 2R12 Refueling Outage
11/25/04 2300 0 0 2R12 Refueling Outage
11/25/04 2400 0 0 2R12 Refueling Outage
11/26/04 0100 0 0 2R12 Refueling Outage
11/26/04 0200 0 0 2R12 Refueling Outage
11/26/04 0300 0 0 2R12 Refueling Outage
11/26/04 0400 0 0 2R12 Refueling Outage
11/26/04 0500 0 0 2R12 Refueling Outage
11/26/04 0600 0 0 2R12 Refueling Outage
11/26/04 0700 0 0 2R12 Refueling Outage
11/26/04 0800 0 0 2R12 Refueling Outage
11/26/04 0900 0 0 2R12 Refueling Outage
11/26/04 1000 0 0 2R12 Refueling Outage
11/26/04 1100 0 0 2R12 Refueling Outage
11/26/04 1200 0 0 2R12 Refueling Outage
11/26/04 1300 0 0 2R12 Refueling Outage
11/26/04 1400 0 0 2R12 Refueling Outage
11/26/04 1500 0 0 2R12 Refueling Outage
11/26/04 1600 0 0 2R12 Refueling Outage
11/26/04 1700 0 0 2R12 Refueling Outage
11/26/04 1800 0 0 2R12 Refueling Outage
11/26/04 1900 0 0 2R12 Refueling Outage
11/26/04 2000 0 0 2R12 Refueling Outage
11/26/04 2100 0 0 2R12 Refueling Outage
11/26/04 2200 0 0 2R12 Refueling Outage
11/26/04 2300 0 0 2R12 Refueling Outage
11/26/04 2400 0 0 2R12 Refueling Outage
11/27/04 0100 0 0 2R12 Refueling Outage
11/27/04 0200 0 0 2R12 Refueling Outage
11/27/04 0300 0 0 2R12 Refueling Outage
11/27/04 0400 0 0 2R12 Refueling Outage
11/27/04 0500 0 0 2R12 Refueling Outage
11/27/04 0600 0 0 2R12 Refueling Outage
11/27/04 0700 0 0 2R12 Refueling Outage
11/27/04 0800 0 0 2R12 Refueling Outage
11/27/04 0900 0 0 2R12 Refueling Outage
11/27/04 1000 0 0 2R12 Refueling Outage
11/27/04 1100 0 0 2R12 Refueling Outage
11/27/04 1200 0 0 2R12 Refueling Outage
11/27/04 1300 0 0 2R12 Refueling Outage
11/27/04 1400 0 0 2R12 Refueling Outage
11/27/04 1500 0 0 2R12 Refueling Outage
11/27/04 1600 0 0 2R12 Refueling Outage
11/27/04 1700 0 0 2R12 Refueling Outage
11/27/04 1800 0 0 2R12 Refueling Outage
11/27/04 1900 0 0 2R12 Refueling Outage
11/27/04 2000 0 0 2R12 Refueling Outage
11/27/04 2100 0 0 2R12 Refueling Outage
11/27/04 2200 0 0 2R12 Refueling Outage
11/27/04 2300 0 0 2R12 Refueling Outage



11/27/04 2400 0 0 2R12 Refueling Outage
11/28/04 0100 0 0 2R12 Refueling Outage
11/28/04 0200 0 0 2R12 Refueling Outage
11/28/04 0300 0 0 2R12 Refueling Outage
11/28/04 0400 0 0 2R12 Refueling Outage
11/28/04 0500 0 0 2R12 Refueling Outage
11/28/04 0600 0 0 2R12 Refueling Outage
11/28/04 0700 0 0 2R12 Refueling Outage
11/28/04 0800 0 0 2R12 Refueling Outage
11/28/04 0900 0 0 2R12 Refueling Outage
11/28/04 1000 0 0 2R12 Refueling Outage
11/28/04 1100 0 0 2R12 Refueling Outage
11/28/04 1200 0 0 2R12 Refueling Outage
11/28/04 1300 0 0 2R12 Refueling Outage
11/28/04 1400 0 0 2R12 Refueling Outage
11/28/04 1500 0 0 2R12 Refueling Outage
11/28/04 1600 0 0 2R12 Refueling Outage
11/28/04 1700 0 0 2R12 Refueling Outage
11/28/04 1800 0 0 2R12 Refueling Outage
11/28/04 1900 0 0 2R12 Refueling Outage
11/28/04 2000 0 0 2R12 Refueling Outage
11/28/04 2100 0 0 2R12 Refueling Outage
11/28/04 2200 0 0 2R12 Refueling Outage
11/28/04 2300 0 0 2R12 Refueling Outage
11/28/04 2400 0 0 2R12 Refueling Outage
11/29/04 0100 0 0 2R12 Refueling Outage
11/29/04 0200 0 0 2R12 Refueling Outage
11/29/04 0300 0 0 2R12 Refueling Outage
11/29/04 0400 0 0 2R12 Refueling Outage
11/29/04 0500 0 0 2R12 Refueling Outage
11/29/04 0600 0 0 2R12 Refueling Outage
11/29/04 0700 0 0 2R12 Refueling Outage
11/29/04 0800 0 0 2R12 Refueling Outage
11/29/04 0900 0 0 2R12 Refueling Outage
11/29/04 1000 0 0 2R12 Refueling Outage
11/29/04 1100 0 0 2R12 Refueling Outage
11/29/04 1200 0 0 2R12 Refueling Outage
11/29/04 1300 0 0 2R12 Refueling Outage
11/29/04 1400 0 0 2R12 Refueling Outage
11/29/04 1500 0 0 2R12 Refueling Outage
11/29/04 1600 0 0 2R12 Refueling Outage
11/29/04 1700 0 0 2R12 Refueling Outage
11/29/04 1800 0 0 2R12 Refueling Outage
11/29/04 1900 0 0 2R12 Refueling Outage
11/29/04 2000 0 0 2R12 Refueling Outage
11/29/04 2100 0 0 2R12 Refueling Outage
11/29/04 2200 0 0 2R12 Refueling Outage
11/29/04 2300 0 0 2R12 Refueling Outage
11/29/04 2400 0 0 2R12 Refueling Outage
11/30/04 0100 0 0 2R12 Refueling Outage
11/30/04 0200 0 0 2R12 Refueling Outage
11/30/04 0300 0 0 2R12 Refueling Outage
11/30/04 0400 0 0 2R12 Refueling Outage
11/30/04 0500 0 0 2R12 Refueling Outage
11/30/04 0600 0 0 2R12 Refueling Outage



11/30/04 0700 0 0 2R12 Refueling Outage
11/30/04 0800 0 0 2R12 Refueling Outage
11/30/04 0900 0 0 2R12 Refueling Outage
11/30/04 1000 0 0 2R12 Refueling Outage
11/30/04 1100 0 0 2R12 Refueling Outage
11/30/04 1200 0 0 2R12 Refueling Outage
11/30/04 1300 0 0 2R12 Refueling Outage
11/30/04 1400 0 0 2R12 Refueling Outage
11/30/04 1500 0 0 2R12 Refueling Outage
11/30/04 1600 0 0 2R12 Refueling Outage
11/30/04 1700 0 0 2R12 Refueling Outage
11/30/04 1800 0 0 2R12 Refueling Outage
11/30/04 1900 0 0 2R12 Refueling Outage
11/30/04 2000 0 0 2R12 Refueling Outage
11/30/04 2100 0 0 2R12 Refueling Outage
11/30/04 2200 0 0 2R12 Refueling Outage
11/30/04 2300 0 0 2R12 Refueling Outage
11/30/04 2400 0 0 2R12 Refueling Outage
12/01/04 0100 0 0 2R12 Refueling Outage
12/01/04 0200 0 0 2R12 Refueling Outage
12/01/04 0300 0 0 2R12 Refueling Outage
12/01/04 0400 0 0 2R12 Refueling Outage
12/01/04 0500 0 0 2R12 Refueling Outage
12/01/04 0600 0 0 2R12 Refueling Outage
12/01/04 0700 0 0 2R12 Refueling Outage
12/01/04 0800 0 0 2R12 Refueling Outage
12/01/04 0900 0 0 2R12 Refueling Outage
12/01/04 1000 0 0 2R12 Refueling Outage
12/01/04 1100 0 0 2R12 Refueling Outage
12/01/04 1200 0 0 2R12 Refueling Outage
12/01/04 1300 0 0 2R12 Refueling Outage
12/01/04 1400 0 0 2R12 Refueling Outage
12/01/04 1500 0 0 2R12 Refueling Outage
12/01/04 1600 0 0 2R12 Refueling Outage
12/01/04 1700 0 0 2R12 Refueling Outage
12/01/04 1800 0 0 2R12 Refueling Outage
12/01/04 1900 0 0 2R12 Refueling Outage
12/01/04 2000 0 0 2R12 Refueling Outage
12/01/04 2100 0 0 2R12 Refueling Outage
12/01/04 2200 0 0 2R12 Refueling Outage
12/01/04 2300 0 0 2R12 Refueling Outage
12/01/04 2400 0 0 2R12 Refueling Outage
12/02/04 0100 0 0 2R12 Refueling Outage
12/02/04 0200 0 0 2R12 Refueling Outage
12/02/04 0300 0 0 2R12 Refueling Outage
12/02/04 0400 0 0 2R12 Refueling Outage
12/02/04 0500 0 0 2R12 Refueling Outage
12/02/04 0600 0 0 2R12 Refueling Outage
12/02/04 0700 0 0 2R12 Refueling Outage
12/02/04 0800 0 0 2R12 Refueling Outage
12/02/04 0900 0 0 2R12 Refueling Outage
12/02/04 1000 0 0 2R12 Refueling Outage
12/02/04 1100 0 0 2R12 Refueling Outage
12/02/04 1200 0 0 2R12 Refueling Outage
12/02/04 1300 0 0 2R12 Refueling Outage



12/02/04 1400 0 0 2R12 Refueling Outage
12/02/04 1500 0 0 2R12 Refueling Outage
12/02/04 1600 0 0 2R12 Refueling Outage
12/02/04 1700 0 0 2R12 Refueling Outage
12/02/04 1800 0 0 2R12 Refueling Outage
12/02/04 1900 0 0 2R12 Refueling Outage
12/02/04 2000 0 0 2R12 Refueling Outage
12/02/04 2100 0 0 2R12 Refueling Outage
12/02/04 2200 0 0 2R12 Refueling Outage
12/02/04 2300 0 0 2R12 Refueling Outage
12/02/04 2400 0 0 2R12 Refueling Outage
12/03/04 0100 0 0 2R12 Refueling Outage
12/03/04 0200 0 0 2R12 Refueling Outage
12/03/04 0300 0 0 2R12 Refueling Outage
12/03/04 0400 0 0 2R12 Refueling Outage
12/03/04 0500 0 0 2R12 Refueling Outage
12/03/04 0600 0 0 2R12 Refueling Outage
12/03/04 0700 0 0 2R12 Refueling Outage
12/03/04 0800 0 0 2R12 Refueling Outage
12/03/04 0900 0 0 2R12 Refueling Outage
12/03/04 1000 0 0 2R12 Refueling Outage
12/03/04 1100 0 0 2R12 Refueling Outage
12/03/04 1200 0 0 2R12 Refueling Outage
12/03/04 1300 0 0 2R12 Refueling Outage
12/03/04 1400 0 0 2R12 Refueling Outage
12/03/04 1500 0 0 2R12 Refueling Outage
12/03/04 1600 0 0 2R12 Refueling Outage
12/03/04 1700 0 0 2R12 Refueling Outage
12/03/04 1800 0 0 2R12 Refueling Outage
12/03/04 1900 0 0 2R12 Refueling Outage
12/03/04 2000 0 0 2R12 Refueling Outage
12/03/04 2100 0 0 2R12 Refueling Outage
12/03/04 2200 0 0 2R12 Refueling Outage
12/03/04 2300 0 0 2R12 Refueling Outage
12/03/04 2400 0 0 2R12 Refueling Outage
12/04/04 0100 0 0 2R12 Refueling Outage
12/04/04 0200 0 0 2R12 Refueling Outage
12/04/04 0300 0 0 2R12 Refueling Outage
12/04/04 0400 0 0 2R12 Refueling Outage
12/04/04 0500 0 0 2R12 Refueling Outage
12/04/04 0600 0 0 2R12 Refueling Outage
12/04/04 0700 0 0 2R12 Refueling Outage
12/04/04 0800 0 0 2R12 Refueling Outage
12/04/04 0900 0 0 2R12 Refueling Outage
12/04/04 1000 0 0 2R12 Refueling Outage
12/04/04 1100 0 0 2R12 Refueling Outage
12/04/04 1200 0 0 2R12 Refueling Outage
12/04/04 1300 0 0 2R12 Refueling Outage
12/04/04 1400 0 0 2R12 Refueling Outage
12/04/04 1500 0 0 2R12 Refueling Outage
12/04/04 1600 0 0 2R12 Refueling Outage
12/04/04 1700 0 0 2R12 Refueling Outage
12/04/04 1800 0 0 2R12 Refueling Outage
12/04/04 1900 0 0 2R12 Refueling Outage
12/04/04 2000 0 0 2R12 Refueling Outage



12/04/04 2100 0 0 2R12 Refueling Outage
12/04/04 2200 0 0 2R12 Refueling Outage
12/04/04 2300 0 0 2R12 Refueling Outage
12/04/04 2400 0 0 2R12 Refueling Outage
12/05/04 0100 0 0 2R12 Refueling Outage
12/05/04 0200 0 0 2R12 Refueling Outage
12/05/04 0300 0 0 2R12 Refueling Outage
12/05/04 0400 0 0 2R12 Refueling Outage
12/05/04 0500 0 0 2R12 Refueling Outage
12/05/04 0600 0 0 2R12 Refueling Outage
12/05/04 0700 0 0 2R12 Refueling Outage
12/05/04 0800 0 0 2R12 Refueling Outage
12/05/04 0900 0 0 2R12 Refueling Outage
12/05/04 1000 0 0 2R12 Refueling Outage
12/05/04 1100 0 0 2R12 Refueling Outage
12/05/04 1200 0 0 2R12 Refueling Outage
12/05/04 1300 0 0 2R12 Refueling Outage
12/05/04 1400 0 0 2R12 Refueling Outage
12/05/04 1500 0 0 2R12 Refueling Outage
12/05/04 1600 0 0 2R12 Refueling Outage
12/05/04 1700 0 0 2R12 Refueling Outage
12/05/04 1800 0 0 2R12 Refueling Outage
12/05/04 1900 0 0 2R12 Refueling Outage
12/05/04 2000 0 0 2R12 Refueling Outage
12/05/04 2100 0 0 2R12 Refueling Outage
12/05/04 2200 0 0 2R12 Refueling Outage
12/05/04 2300 0 0 2R12 Refueling Outage
12/05/04 2400 0 0 2R12 Refueling Outage
12/06/04 0100 0 0 2R12 Refueling Outage
12/06/04 0200 0 0 2R12 Refueling Outage
12/06/04 0300 0 0 2R12 Refueling Outage
12/06/04 0400 0 0 2R12 Refueling Outage
12/06/04 0500 0 0 2R12 Refueling Outage
12/06/04 0600 0 0 2R12 Refueling Outage
12/06/04 0700 0 0 2R12 Refueling Outage
12/06/04 0800 0 0 2R12 Refueling Outage
12/06/04 0900 0 0 2R12 Refueling Outage
12/06/04 1000 0 0 2R12 Refueling Outage
12/06/04 1100 0 0 2R12 Refueling Outage
12/06/04 1200 0 0 2R12 Refueling Outage
12/06/04 1300 0 0 2R12 Refueling Outage
12/06/04 1400 0 0 2R12 Refueling Outage
12/06/04 1500 0 0 2R12 Refueling Outage
12/06/04 1600 0 0 2R12 Refueling Outage
12/06/04 1700 0 0 2R12 Refueling Outage
12/06/04 1800 0 0 2R12 Refueling Outage
12/06/04 1900 0 0 2R12 Refueling Outage
12/06/04 2000 0 0 2R12 Refueling Outage
12/06/04 2100 0 0 2R12 Refueling Outage
12/06/04 2200 0 0 2R12 Refueling Outage
12/06/04 2300 0 0 2R12 Refueling Outage
12/06/04 2400 0 0 2R12 Refueling Outage
12/07/04 0100 0 0 2R12 Refueling Outage
12/07/04 0200 0 0 2R12 Refueling Outage
12/07/04 0300 0 0 2R12 Refueling Outage



12/07/04 0400 0 0 2R12 Refueling Outage
12/07/04 0500 0 0 2R12 Refueling Outage
12/07/04 0600 0 0 2R12 Refueling Outage
12/07/04 0700 0 0 2R12 Refueling Outage
12/07/04 0800 0 0 2R12 Refueling Outage
12/07/04 0900 0 0 2R12 Refueling Outage
12/07/04 1000 0 0 2R12 Refueling Outage
12/07/04 1100 0 0 2R12 Refueling Outage
12/07/04 1200 0 0 2R12 Refueling Outage
12/07/04 1300 0 0 2R12 Refueling Outage
12/07/04 1400 0 0 2R12 Refueling Outage
12/07/04 1500 0 0 2R12 Refueling Outage
12/07/04 1600 0 0 2R12 Refueling Outage
12/07/04 1700 0 0 2R12 Refueling Outage
12/07/04 1800 0 0 2R12 Refueling Outage
12/07/04 1900 0 0 2R12 Refueling Outage
12/07/04 2000 0 0 2R12 Refueling Outage
12/07/04 2100 0 0 2R12 Refueling Outage
12/07/04 2200 0 0 2R12 Refueling Outage
12/07/04 2300 0 0 2R12 Refueling Outage
12/07/04 2400 0 0 2R12 Refueling Outage
12/08/04 0100 0 0 2R12 Refueling Outage
12/08/04 0200 0 0 2R12 Refueling Outage
12/08/04 0300 0 0 2R12 Refueling Outage
12/08/04 0400 0 0 2R12 Refueling Outage
12/08/04 0500 0 0 2R12 Refueling Outage
12/08/04 0600 0 0 2R12 Refueling Outage
12/08/04 0700 0 0 2R12 Refueling Outage
12/08/04 0800 0 0 2R12 Refueling Outage
12/08/04 0900 0 0 2R12 Refueling Outage
12/08/04 1000 0 0 2R12 Refueling Outage
12/08/04 1100 0 0 2R12 Refueling Outage
12/08/04 1200 0 0 2R12 Refueling Outage
12/08/04 1300 0 0 2R12 Refueling Outage
12/08/04 1400 0 0 2R12 Refueling Outage
12/08/04 1500 0 0 2R12 Refueling Outage
12/08/04 1600 0 0 2R12 Refueling Outage
12/08/04 1700 0 0 2R12 Refueling Outage
12/08/04 1800 0 0 2R12 Refueling Outage
12/08/04 1900 0 0 2R12 Refueling Outage
12/08/04 2000 0 0 2R12 Refueling Outage
12/08/04 2100 0 0 2R12 Refueling Outage
12/08/04 2200 0 0 2R12 Refueling Outage
12/08/04 2300 0 0 2R12 Refueling Outage
12/08/04 2400 0 0 2R12 Refueling Outage
12/09/04 0100 0 0 2R12 Refueling Outage
12/09/04 0200 0 0 2R12 Refueling Outage
12/09/04 0300 0 0 2R12 Refueling Outage
12/09/04 0400 0 0 2R12 Refueling Outage
12/09/04 0500 0 0 2R12 Refueling Outage
12/09/04 0600 0 0 2R12 Refueling Outage
12/09/04 0700 0 0 2R12 Refueling Outage
12/09/04 0800 0 0 2R12 Refueling Outage
12/09/04 0900 0 0 2R12 Refueling Outage
12/09/04 1000 0 0 2R12 Refueling Outage



12/09/04 1100 0 0 2R12 Refueling Outage
12/09/04 1200 0 0 2R12 Refueling Outage
12/09/04 1300 0 0 2R12 Refueling Outage
12/09/04 1400 0 0 2R12 Refueling Outage
12/09/04 1500 0 0 2R12 Refueling Outage
12/09/04 1600 0 0 2R12 Refueling Outage
12/09/04 1700 0 0 2R12 Refueling Outage
12/09/04 1800 0 0 2R12 Refueling Outage
12/09/04 1900 0 0 2R12 Refueling Outage
12/09/04 2000 0 0 2R12 Refueling Outage
12/09/04 2100 0 0 2R12 Refueling Outage
12/09/04 2200 0 0 2R12 Refueling Outage
12/09/04 2300 0 0 2R12 Refueling Outage
12/09/04 2400 0 0 2R12 Refueling Outage
12/10/04 0100 0 0 2R12 Refueling Outage
12/10/04 0200 0 0 2R12 Refueling Outage
12/10/04 0300 0 0 2R12 Refueling Outage
12/10/04 0400 0 0 2R12 Refueling Outage
12/10/04 0500 0 0 2R12 Refueling Outage
12/10/04 0600 0 0 2R12 Refueling Outage
12/10/04 0700 0 0 2R12 Refueling Outage
12/10/04 0800 0 0 2R12 Refueling Outage
12/10/04 0900 0 0 2R12 Refueling Outage
12/10/04 1000 0 0 2R12 Refueling Outage
12/10/04 1100 0 0 2R12 Refueling Outage
12/10/04 1200 0 0 2R12 Refueling Outage
12/10/04 1300 0 0 2R12 Refueling Outage
12/10/04 1400 0 0 2R12 Refueling Outage
12/10/04 1500 0 0 2R12 Refueling Outage
12/10/04 1600 0 0 2R12 Refueling Outage
12/10/04 1700 0 0 2R12 Refueling Outage
12/10/04 1800 0 0 2R12 Refueling Outage
12/10/04 1900 0 0 2R12 Refueling Outage
12/10/04 2000 0 0 2R12 Refueling Outage
12/10/04 2100 0 0 2R12 Refueling Outage
12/10/04 2200 0 0 2R12 Refueling Outage
12/10/04 2300 0 0 2R12 Refueling Outage
12/10/04 2400 0 0 2R12 Refueling Outage
12/11/04 0100 0 0 2R12 Refueling Outage
12/11/04 0200 0 0 2R12 Refueling Outage
12/11/04 0300 0 0 2R12 Refueling Outage
12/11/04 0400 0 0 2R12 Refueling Outage
12/11/04 0500 0 0 2R12 Refueling Outage
12/11/04 0600 0 0 2R12 Refueling Outage
12/11/04 0700 0 0 2R12 Refueling Outage
12/11/04 0800 0 0 2R12 Refueling Outage
12/11/04 0900 0 0 2R12 Refueling Outage
12/11/04 1000 0 0 2R12 Refueling Outage
12/11/04 1100 0 0 2R12 Refueling Outage
12/11/04 1200 0 0 2R12 Refueling Outage
12/11/04 1300 0 0 2R12 Refueling Outage
12/11/04 1400 0 0 2R12 Refueling Outage
12/11/04 1500 0 0 2R12 Refueling Outage
12/11/04 1600 0 0 2R12 Refueling Outage
12/11/04 1700 0 1.4 2R12 Refueling Outage



12/11/04 1800 0 2 2R12 Refueling Outage
12/11/04 1900 0 1.6 2R12 Refueling Outage
12/11/04 2000 0 1.4 2R12 Refueling Outage
12/11/04 2100 0 1.2 2R12 Refueling Outage
12/11/04 2200 0 1 2R12 Refueling Outage
12/11/04 2300 0 1 2R12 Refueling Outage
12/11/04 2400 0 1 2R12 Refueling Outage
12/12/04 0100 0 1 2R12 Refueling Outage
12/12/04 0200 0 1.4 2R12 Refueling Outage
12/12/04 0300 0 1.6 2R12 Refueling Outage
12/12/04 0400 0 1.7 2R12 Refueling Outage
12/12/04 0500 0 5.5 2R12 Refueling Outage
12/12/04 0600 0 6.7 2R12 Refueling Outage
12/12/04 0700 0 6.6 2R12 Refueling Outage
12/12/04 0800 0 6.5 2R12 Refueling Outage
12/12/04 0900 0 6.4 2R12 Refueling Outage
12/12/04 1000 0 6.6 2R12 Refueling Outage
12/12/04 1100 0 6.3 2R12 Refueling Outage
12/12/04 1200 0 6.2 2R12 Refueling Outage
12/12/04 1300 0 6.7 2R12 Refueling Outage
12/12/04 1400 0 6.7 2R12 Refueling Outage
12/12/04 1500 0 7 2R12 Refueling Outage
12/12/04 1600 0 7 2R12 Refueling Outage
12/12/04 1700 0 8.4 2R12 Refueling Outage
12/12/04 1800 0 7.1 2R12 Refueling Outage
12/12/04 1900 0 6.8 2R12 Refueling Outage
12/12/04 2000 0 6.4 2R12 Refueling Outage
12/12/04 2100 0 6.6 2R12 Refueling Outage
12/12/04 2200 0 6.8 2R12 Refueling Outage
12/12/04 2300 0 6.9 2R12 Refueling Outage
12/12/04 2400 0 7 2R12 Refueling Outage
12/13/04 0100 0 7 2R12 Refueling Outage
12/13/04 0200 0 6.8 2R12 Refueling Outage
12/13/04 0300 0 6.6 2R12 Refueling Outage
12/13/04 0400 0 6.7 2R12 Refueling Outage
12/13/04 0500 0 7 2R12 Refueling Outage
12/13/04 0600 0 6.8 2R12 Refueling Outage
12/13/04 0700 0 7 2R12 Refueling Outage
12/13/04 0800 0 7 2R12 Refueling Outage
12/13/04 0900 0 7 2R12 Refueling Outage
12/13/04 1000 0 6.5 2R12 Refueling Outage
12/13/04 1100 0 6.8 2R12 Refueling Outage
12/13/04 1200 0 6.9 2R12 Refueling Outage
12/13/04 1300 0 6.9 2R12 Refueling Outage
12/13/04 1400 0 6.5 2R12 Refueling Outage
12/13/04 1500 0 6.7 2R12 Refueling Outage
12/13/04 1600 0 6.4 2R12 Refueling Outage
12/13/04 1700 0 7.1 2R12 Refueling Outage
12/13/04 1800 0 7 2R12 Refueling Outage
12/13/04 1900 0 6.6 2R12 Refueling Outage
12/13/04 2000 0 7.1 2R12 Refueling Outage
12/13/04 2100 0 7.2 2R12 Refueling Outage
12/13/04 2200 0 7.3 2R12 Refueling Outage
12/13/04 2300 0 6.8 2R12 Refueling Outage
12/13/04 2400 0 6.4 2R12 Refueling Outage



12/14/04 0100 0 7.2 2R12 Refueling Outage
12/14/04 0200 0 7.2 2R12 Refueling Outage
12/14/04 0300 0 7.1 2R12 Refueling Outage
12/14/04 0400 0 6.9 2R12 Refueling Outage
12/14/04 0500 0 6.8 2R12 Refueling Outage
12/14/04 0600 0 6.8 2R12 Refueling Outage
12/14/04 0700 0 6.7 2R12 Refueling Outage
12/14/04 0800 0 6.8 2R12 Refueling Outage
12/14/04 0900 0 6.8 2R12 Refueling Outage
12/14/04 1000 0 6.6 2R12 Refueling Outage
12/14/04 1100 0 6.9 2R12 Refueling Outage
12/14/04 1200 0 7.1 2R12 Refueling Outage
12/14/04 1300 0 7.1 2R12 Refueling Outage
12/14/04 1400 0 7.1 2R12 Refueling Outage
12/14/04 1500 0 6.9 2R12 Refueling Outage
12/14/04 1600 0 7.1 2R12 Refueling Outage
12/14/04 1700 0 7.5 2R12 Refueling Outage
12/14/04 1800 0 7.4 2R12 Refueling Outage
12/14/04 1900 0 7.4 2R12 Refueling Outage
12/14/04 2000 0 7.2 2R12 Refueling Outage
12/14/04 2100 0 7.1 2R12 Refueling Outage
12/14/04 2200 0 7.6 2R12 Refueling Outage
12/14/04 2300 0 7.6 2R12 Refueling Outage
12/14/04 2400 0 7.5 2R12 Refueling Outage
12/15/04 0100 0 7.4 2R12 Refueling Outage
12/15/04 0200 0 7.3 2R12 Refueling Outage
12/15/04 0300 0 7.2 2R12 Refueling Outage
12/15/04 0400 0 7 2R12 Refueling Outage
12/15/04 0500 0 7.4 2R12 Refueling Outage
12/15/04 0600 0 7.4 2R12 Refueling Outage
12/15/04 0700 0 7.3 2R12 Refueling Outage
12/15/04 0800 0 7.2 2R12 Refueling Outage
12/15/04 0900 0 7.1 2R12 Refueling Outage
12/15/04 1000 0 7.1 2R12 Refueling Outage
12/15/04 1100 0 7 2R12 Refueling Outage
12/15/04 1200 0 7.2 2R12 Refueling Outage
12/15/04 1300 0 7.3 2R12 Refueling Outage
12/15/04 1400 0 7.2 2R12 Refueling Outage
12/15/04 1500 0 7.2 2R12 Refueling Outage
12/15/04 1600 0 7.2 2R12 Refueling Outage
12/15/04 1700 0 7.2 2R12 Refueling Outage
12/15/04 1800 0 7.2 2R12 Refueling Outage
12/15/04 1900 0 7.2 2R12 Refueling Outage
12/15/04 2000 0 7.2 2R12 Refueling Outage
12/15/04 2100 0 7.2 2R12 Refueling Outage
12/15/04 2200 0 7.2 2R12 Refueling Outage
12/15/04 2300 0 7.2 2R12 Refueling Outage
12/15/04 2400 0 7.2 2R12 Refueling Outage
12/16/04 0100 0 10.5 01:33 Unit 2 Paralleled to the Grid.  2R12 Complete.
12/16/04 0200 92 16.3 2R12 Power Ascension
12/16/04 0300 117 18.1 2R12 Power Ascension
12/16/04 0400 128 18.9 2R12 Power Ascension
12/16/04 0500 150 21.6 2R12 Power Ascension
12/16/04 0600 150 21.5 2R12 Power Ascension
12/16/04 0700 149 21.3 2R12 Power Ascension



12/16/04 0800 161 22.5 2R12 Power Ascension
12/16/04 0900 174 24.1 2R12 Power Ascension
12/16/04 1000 173 23.8 2R12 Power Ascension
12/16/04 1100 173 24.1 2R12 Power Ascension
12/16/04 1200 170 23.9 2R12 Power Ascension
12/16/04 1300 170 24 2R12 Power Ascension
12/16/04 1400 188 23.7 2R12 Power Ascension
12/16/04 1500 171 24.8 2R12 Power Ascension
12/16/04 1600 184 25.3 2R12 Power Ascension
12/16/04 1700 184 24.8 2R12 Power Ascension
12/16/04 1800 184 25 2R12 Power Ascension
12/16/04 1900 186 25.1 2R12 Power Ascension
12/16/04 2000 186 25.1 2R12 Power Ascension
12/16/04 2100 187 25.1 2R12 Power Ascension
12/16/04 2200 182 24.8 2R12 Power Ascension
12/16/04 2300 182 20.4 2R12 Power Ascension
12/16/04 2400 188 25.3 2R12 Power Ascension
12/17/04 0100 186 25 2R12 Power Ascension
12/17/04 0200 186 25 2R12 Power Ascension
12/17/04 0300 183 24.6 2R12 Power Ascension
12/17/04 0400 183 24.6 2R12 Power Ascension
12/17/04 0500 187 25 2R12 Power Ascension
12/17/04 0600 199 26.5 2R12 Power Ascension
12/17/04 0700 205 27.2 2R12 Power Ascension
12/17/04 0800 206 27.3 2R12 Power Ascension
12/17/04 0900 229 29.5 2R12 Power Ascension
12/17/04 1000 260 33.1 2R12 Power Ascension
12/17/04 1100 290 36.3 2R12 Power Ascension
12/17/04 1200 343 39.7 2R12 Power Ascension
12/17/04 1300 375 41.8 2R12 Power Ascension
12/17/04 1400 405 43.9 2R12 Power Ascension
12/17/04 1500 438 46.7 2R12 Power Ascension
12/17/04 1600 448 48.3 2R12 Power Ascension
12/17/04 1700 438 48 2R12 Power Ascension
12/17/04 1800 426 48.1 2R12 Power Ascension
12/17/04 1900 441 48 2R12 Power Ascension
12/17/04 2000 443 47.8 2R12 Power Ascension
12/17/04 2100 448 48 2R12 Power Ascension
12/17/04 2200 449 47 2R12 Power Ascension
12/17/04 2300 452 48 2R12 Power Ascension
12/17/04 2400 465 47.6 2R12 Power Ascension
12/18/04 0100 448 47.8 2R12 Power Ascension
12/18/04 0200 458 47.5 2R12 Power Ascension
12/18/04 0300 458 47.6 2R12 Power Ascension
12/18/04 0400 457 47.6 2R12 Power Ascension
12/18/04 0500 456 47.6 2R12 Power Ascension
12/18/04 0600 458 47.7 2R12 Power Ascension
12/18/04 0700 458 47.7 2R12 Power Ascension
12/18/04 0800 458 47.9 2R12 Power Ascension
12/18/04 0900 459 47.8 2R12 Power Ascension
12/18/04 1000 459 47.8 2R12 Power Ascension
12/18/04 1100 459 47.8 2R12 Power Ascension
12/18/04 1200 458 47.7 2R12 Power Ascension
12/18/04 1300 458 47.9 2R12 Power Ascension
12/18/04 1400 458 47.7 2R12 Power Ascension



12/18/04 1500 459 47.8 2R12 Power Ascension
12/18/04 1600 459 47.9 2R12 Power Ascension
12/18/04 1700 462 47.9 2R12 Power Ascension
12/18/04 1800 468 47.9 2R12 Power Ascension
12/18/04 1900 486 47.7 2R12 Power Ascension
12/18/04 2000 500 48.4 2R12 Power Ascension
12/18/04 2100 512 48.7 2R12 Power Ascension
12/18/04 2200 530 49.8 2R12 Power Ascension
12/18/04 2300 548 51.5 2R12 Power Ascension
12/18/04 2400 585 54 2R12 Power Ascension
12/19/04 0100 616 56.3 2R12 Power Ascension
12/19/04 0200 647 58.9 2R12 Power Ascension
12/19/04 0300 669 60.6 2R12 Power Ascension
12/19/04 0400 704 63.3 2R12 Power Ascension
12/19/04 0500 725 66.1 2R12 Power Ascension
12/19/04 0600 764 68.4 2R12 Power Ascension
12/19/04 0700 800 71.3 2R12 Power Ascension
12/19/04 0800 817 72.8 2R12 Power Ascension
12/19/04 0900 817 72.8 2R12 Power Ascension
12/19/04 1000 818 72.7 2R12 Power Ascension
12/19/04 1100 816 73.4 2R12 Power Ascension
12/19/04 1200 815 73 2R12 Power Ascension
12/19/04 1300 817 72.7 2R12 Power Ascension
12/19/04 1400 837 74.3 2R12 Power Ascension
12/19/04 1500 869 76.5 2R12 Power Ascension
12/19/04 1600 899 79.1 2R12 Power Ascension
12/19/04 1700 929 81.4 2R12 Power Ascension
12/19/04 1800 960 83.8 2R12 Power Ascension
12/19/04 1900 985 85.9 2R12 Power Ascension
12/19/04 2000 1006 87.9 2R12 Power Ascension
12/19/04 2100 1037 90.3 2R12 Power Ascension
12/19/04 2200 1042 91.1 2R12 Power Ascension
12/19/04 2300 1062 92.2 2R12 Power Ascension
12/19/04 2400 1066 92.9 2R12 Power Ascension
12/20/04 0100 1065 92.7 2R12 Power Ascension
12/20/04 0200 1062 92.4 2R12 Power Ascension
12/20/04 0300 1068 92.9 2R12 Power Ascension
12/20/04 0400 1068 92.8 2R12 Power Ascension
12/20/04 0500 1068 92.9 2R12 Power Ascension
12/20/04 0600 1065 92.7 2R12 Power Ascension
12/20/04 0700 1068 92.8 2R12 Power Ascension
12/20/04 0800 1068 92.8 2R12 Power Ascension
12/20/04 0900 1064 92.6 2R12 Power Ascension
12/20/04 1000 1066 92.9 2R12 Power Ascension
12/20/04 1100 1067 92.7 2R12 Power Ascension
12/20/04 1200 1067 92.9 2R12 Power Ascension
12/20/04 1300 1066 92.9 2R12 Power Ascension
12/20/04 1400 1066 92.8 2R12 Power Ascension
12/20/04 1500 1065 92.7 2R12 Power Ascension
12/20/04 1600 1064 92.6 2R12 Power Ascension
12/20/04 1700 1064 92.6 2R12 Power Ascension
12/20/04 1800 1066 92.9 2R12 Power Ascension
12/20/04 1900 1067 93 2R12 Power Ascension
12/20/04 2000 1064 92.7 2R12 Power Ascension
12/20/04 2100 1066 93 2R12 Power Ascension



12/20/04 2200 1064 92.9 2R12 Power Ascension
12/20/04 2300 1064 93 2R12 Power Ascension
12/20/04 2400 1066 92.9 2R12 Power Ascension
12/21/04 0100 1065 92.9 2R12 Power Ascension
12/21/04 0200 1062 92.7 2R12 Power Ascension
12/21/04 0300 1065 92.9 2R12 Power Ascension
12/21/04 0400 1066 92.9 2R12 Power Ascension
12/21/04 0500 1065 92.8 2R12 Power Ascension
12/21/04 0600 1063 92.7 2R12 Power Ascension
12/21/04 0700 1063 92.9 2R12 Power Ascension
12/21/04 0800 1068 93.2 2R12 Power Ascension
12/21/04 0900 1068 93.2 2R12 Power Ascension
12/21/04 1000 1068 93.1 2R12 Power Ascension
12/21/04 1100 1085 94.5 2R12 Power Ascension
12/21/04 1200 1116 97.4 2R12 Power Ascension
12/21/04 1300 1124 98 2R12 Power Ascension
12/21/04 1400 1129 98.6 2R12 Power Ascension
12/21/04 1500 1123 98.1 2R12 Power Ascension
12/21/04 1600 1120 97.9 2R12 Power Ascension
12/21/04 1700 1120 97.9 2R12 Power Ascension
12/21/04 1800 1118 97.7 2R12 Power Ascension
12/21/04 1900 1120 97.9 2R12 Power Ascension
12/21/04 2000 1120 97.8 2R12 Power Ascension
12/21/04 2100 1122 97.9 2R12 Power Ascension
12/21/04 2200 1123 97.8 2R12 Power Ascension
12/21/04 2300 1125 98 2R12 Power Ascension
12/21/04 2400 1125 98 2R12 Power Ascension
12/22/04 0100 1126 99.8 2R12 Power Ascension
12/22/04 0200 1130 98.6 02:44 Reactor and Turbine/Generator Full Power
12/22/04 0300 1144 100.1 U2 Turbine/Generator Full Power
12/22/04 0400 1144 100 U2 Turbine/Generator Full Power
12/22/04 0500 1143 99.9 U2 Turbine/Generator Full Power
12/22/04 0600 1141 99.8 U2 Turbine/Generator Full Power
12/22/04 0700 1142 100 U2 Turbine/Generator Full Power
12/22/04 0800 1142 99.9 U2 Turbine/Generator Full Power
12/22/04 0900 1142 99.9 U2 Turbine/Generator Full Power
12/22/04 1000 1143 100 U2 Turbine/Generator Full Power
12/22/04 1100 1142 100 U2 Turbine/Generator Full Power
12/22/04 1200 1142 100 U2 Turbine/Generator Full Power
12/22/04 1300 1142 100 U2 Turbine/Generator Full Power
12/22/04 1400 1141 99.8 U2 Turbine/Generator Full Power
12/22/04 1500 1142 100 U2 Turbine/Generator Full Power
12/22/04 1600 1142 99.8 U2 Turbine/Generator Full Power
12/22/04 1700 1141 99.9 U2 Turbine/Generator Full Power
12/22/04 1800 1142 100 U2 Turbine/Generator Full Power
12/22/04 1900 1141 99.9 U2 Turbine/Generator Full Power
12/22/04 2000 1143 100 U2 Turbine/Generator Full Power
12/22/04 2100 1144 100 U2 Turbine/Generator Full Power
12/22/04 2200 1145 100 U2 Turbine/Generator Full Power
12/22/04 2300 1144 100 U2 Turbine/Generator Full Power
12/22/04 2400 1144 99.9 U2 Turbine/Generator Full Power
12/23/04 0100 1144 99.8 U2 Turbine/Generator Full Power
12/23/04 0200 1143 99.7 U2 Turbine/Generator Full Power
12/23/04 0300 1143 99.6 U2 Turbine/Generator Full Power
12/23/04 0400 1142 99.6 U2 Turbine/Generator Full Power



12/23/04 0500 1143 99.7 U2 Turbine/Generator Full Power
12/23/04 0600 1144 99.8 U2 Turbine/Generator Full Power
12/23/04 0700 1144 99.9 U2 Turbine/Generator Full Power
12/23/04 0800 1144 99.7 U2 Turbine/Generator Full Power
12/23/04 0900 1144 99.8 U2 Turbine/Generator Full Power
12/23/04 1000 1144 99.8 U2 Turbine/Generator Full Power
12/23/04 1100 1143 99.7 U2 Turbine/Generator Full Power
12/23/04 1200 1143 100 U2 Turbine/Generator Full Power
12/23/04 1300 1142 99.9 U2 Turbine/Generator Full Power
12/23/04 1400 1142 99.9 U2 Turbine/Generator Full Power
12/23/04 1500 1142 99.9 U2 Turbine/Generator Full Power
12/23/04 1600 1144 99.9 U2 Turbine/Generator Full Power
12/23/04 1700 1143 99.9 U2 Turbine/Generator Full Power
12/23/04 1800 1143 99.9 U2 Turbine/Generator Full Power
12/23/04 1900 1143 99.9 U2 Turbine/Generator Full Power
12/23/04 2000 1144 99.9 U2 Turbine/Generator Full Power
12/23/04 2100 1145 100 U2 Turbine/Generator Full Power
12/23/04 2200 1144 100 U2 Turbine/Generator Full Power
12/23/04 2300 1145 99.9 U2 Turbine/Generator Full Power
12/23/04 2400 1145 100 U2 Turbine/Generator Full Power
12/24/04 0100 1145 100 U2 Turbine/Generator Full Power
12/24/04 0200 1145 100 U2 Turbine/Generator Full Power
12/24/04 0300 1146 100 U2 Turbine/Generator Full Power
12/24/04 0400 1146 100 U2 Turbine/Generator Full Power
12/24/04 0500 1146 100 U2 Turbine/Generator Full Power
12/24/04 0600 1144 100 U2 Turbine/Generator Full Power
12/24/04 0700 1146 99.9 U2 Turbine/Generator Full Power
12/24/04 0800 1146 100 U2 Turbine/Generator Full Power
12/24/04 0900 1146 100 U2 Turbine/Generator Full Power
12/24/04 1000 1146 100 U2 Turbine/Generator Full Power
12/24/04 1100 1146 100 U2 Turbine/Generator Full Power
12/24/04 1200 1146 100 U2 Turbine/Generator Full Power
12/24/04 1300 1145 100 U2 Turbine/Generator Full Power
12/24/04 1400 1145 100 U2 Turbine/Generator Full Power
12/24/04 1500 1146 100 U2 Turbine/Generator Full Power
12/24/04 1600 1145 100 U2 Turbine/Generator Full Power
12/24/04 1700 1145 100 U2 Turbine/Generator Full Power
12/24/04 1800 1145 100 U2 Turbine/Generator Full Power
12/24/04 1900 1145 100 U2 Turbine/Generator Full Power
12/24/04 2000 1146 100 U2 Turbine/Generator Full Power
12/24/04 2100 1145 100 U2 Turbine/Generator Full Power
12/24/04 2200 1146 100 U2 Turbine/Generator Full Power
12/24/04 2300 1146 100 U2 Turbine/Generator Full Power
12/24/04 2400 1146 100 U2 Turbine/Generator Full Power
12/25/04 0100 1146 100 U2 Turbine/Generator Full Power
12/25/04 0200 1145 100 U2 Turbine/Generator Full Power
12/25/04 0300 1146 100 U2 Turbine/Generator Full Power
12/25/04 0400 1146 100 U2 Turbine/Generator Full Power
12/25/04 0500 1147 100 U2 Turbine/Generator Full Power
12/25/04 0600 1146 100 U2 Turbine/Generator Full Power
12/25/04 0700 1146 100 U2 Turbine/Generator Full Power
12/25/04 0800 1146 100 U2 Turbine/Generator Full Power
12/25/04 0900 1146 100 U2 Turbine/Generator Full Power
12/25/04 1000 1146 100 U2 Turbine/Generator Full Power
12/25/04 1100 1146 100 U2 Turbine/Generator Full Power



12/25/04 1200 1145 100 U2 Turbine/Generator Full Power
12/25/04 1300 1146 100 U2 Turbine/Generator Full Power
12/25/04 1400 1146 100 U2 Turbine/Generator Full Power
12/25/04 1500 1146 100 U2 Turbine/Generator Full Power
12/25/04 1600 1146 100 U2 Turbine/Generator Full Power
12/25/04 1700 1146 100 U2 Turbine/Generator Full Power
12/25/04 1800 1146 100 U2 Turbine/Generator Full Power
12/25/04 1900 1146 100 U2 Turbine/Generator Full Power
12/25/04 2000 1146 100 U2 Turbine/Generator Full Power
12/25/04 2100 1146 100 U2 Turbine/Generator Full Power
12/25/04 2200 1145 100 U2 Turbine/Generator Full Power
12/25/04 2300 1147 100 U2 Turbine/Generator Full Power
12/25/04 2400 1146 100 U2 Turbine/Generator Full Power
12/26/04 0100 1146 100 U2 Turbine/Generator Full Power
12/26/04 0200 1145 100 U2 Turbine/Generator Full Power
12/26/04 0300 1146 100 U2 Turbine/Generator Full Power
12/26/04 0400 1145 100 U2 Turbine/Generator Full Power
12/26/04 0500 1145 100 U2 Turbine/Generator Full Power
12/26/04 0600 1146 100 U2 Turbine/Generator Full Power
12/26/04 0700 1146 100 U2 Turbine/Generator Full Power
12/26/04 0800 1146 100 U2 Turbine/Generator Full Power
12/26/04 0900 1146 100 U2 Turbine/Generator Full Power
12/26/04 1000 1146 100 U2 Turbine/Generator Full Power
12/26/04 1100 1146 100 U2 Turbine/Generator Full Power
12/26/04 1200 1146 100 U2 Turbine/Generator Full Power
12/26/04 1300 1146 100 U2 Turbine/Generator Full Power
12/26/04 1400 1146 100 U2 Turbine/Generator Full Power
12/26/04 1500 1145 100 U2 Turbine/Generator Full Power
12/26/04 1600 1146 100 U2 Turbine/Generator Full Power
12/26/04 1700 1146 100 U2 Turbine/Generator Full Power
12/26/04 1800 1146 100 U2 Turbine/Generator Full Power
12/26/04 1900 1146 100 U2 Turbine/Generator Full Power
12/26/04 2000 1145 100 U2 Turbine/Generator Full Power
12/26/04 2100 1146 100 U2 Turbine/Generator Full Power
12/26/04 2200 1145 100 U2 Turbine/Generator Full Power
12/26/04 2300 1146 100 U2 Turbine/Generator Full Power
12/26/04 2400 1145 100 U2 Turbine/Generator Full Power
12/27/04 0100 1146 100 U2 Turbine/Generator Full Power
12/27/04 0200 1146 100 U2 Turbine/Generator Full Power
12/27/04 0300 1145 100 U2 Turbine/Generator Full Power
12/27/04 0400 1147 100 U2 Turbine/Generator Full Power
12/27/04 0500 1145 100 U2 Turbine/Generator Full Power
12/27/04 0600 1147 100 U2 Turbine/Generator Full Power
12/27/04 0700 1146 100 U2 Turbine/Generator Full Power
12/27/04 0800 1145 100 U2 Turbine/Generator Full Power
12/27/04 0900 1147 100 U2 Turbine/Generator Full Power
12/27/04 1000 1146 100 U2 Turbine/Generator Full Power
12/27/04 1100 1146 100 U2 Turbine/Generator Full Power
12/27/04 1200 1145 100 U2 Turbine/Generator Full Power
12/27/04 1300 1146 100 U2 Turbine/Generator Full Power
12/27/04 1400 1145 100 U2 Turbine/Generator Full Power
12/27/04 1500 1145 100 U2 Turbine/Generator Full Power
12/27/04 1600 1147 100 U2 Turbine/Generator Full Power
12/27/04 1700 1145 100 U2 Turbine/Generator Full Power
12/27/04 1800 1147 100 U2 Turbine/Generator Full Power



12/27/04 1900 1146 99.9 U2 Turbine/Generator Full Power
12/27/04 2000 1146 100 U2 Turbine/Generator Full Power
12/27/04 2100 1146 100 U2 Turbine/Generator Full Power
12/27/04 2200 1146 100 U2 Turbine/Generator Full Power
12/27/04 2300 1146 100 U2 Turbine/Generator Full Power
12/27/04 2400 1146 100 U2 Turbine/Generator Full Power
12/28/04 0100 1146 100 U2 Turbine/Generator Full Power
12/28/04 0200 1147 100 U2 Turbine/Generator Full Power
12/28/04 0300 1146 100 U2 Turbine/Generator Full Power
12/28/04 0400 1146 100 U2 Turbine/Generator Full Power
12/28/04 0500 1146 100 U2 Turbine/Generator Full Power
12/28/04 0600 1146 100 U2 Turbine/Generator Full Power
12/28/04 0700 1145 100 U2 Turbine/Generator Full Power
12/28/04 0800 1146 100 U2 Turbine/Generator Full Power
12/28/04 0900 1145 100 U2 Turbine/Generator Full Power
12/28/04 1000 1147 100 U2 Turbine/Generator Full Power
12/28/04 1100 1146 100 U2 Turbine/Generator Full Power
12/28/04 1200 1146 100 U2 Turbine/Generator Full Power
12/28/04 1300 1146 100 U2 Turbine/Generator Full Power
12/28/04 1400 1147 100 U2 Turbine/Generator Full Power
12/28/04 1500 1146 100 U2 Turbine/Generator Full Power
12/28/04 1600 1145 100 U2 Turbine/Generator Full Power
12/28/04 1700 1145 100 U2 Turbine/Generator Full Power
12/28/04 1800 1145 100 U2 Turbine/Generator Full Power
12/28/04 1900 1146 99.9 U2 Turbine/Generator Full Power
12/28/04 2000 1146 100 U2 Turbine/Generator Full Power
12/28/04 2100 1145 100 U2 Turbine/Generator Full Power
12/28/04 2200 1145 99.9 U2 Turbine/Generator Full Power
12/28/04 2300 1146 99.9 U2 Turbine/Generator Full Power
12/28/04 2400 1145 99.9 U2 Turbine/Generator Full Power
12/29/04 0100 1146 100 U2 Turbine/Generator Full Power
12/29/04 0200 1146 100 U2 Turbine/Generator Full Power
12/29/04 0300 1146 100 U2 Turbine/Generator Full Power
12/29/04 0400 1145 99.9 U2 Turbine/Generator Full Power
12/29/04 0500 1146 100 U2 Turbine/Generator Full Power
12/29/04 0600 1146 99.9 U2 Turbine/Generator Full Power
12/29/04 0700 1146 100 U2 Turbine/Generator Full Power
12/29/04 0800 1147 99.9 U2 Turbine/Generator Full Power
12/29/04 0900 1147 100 U2 Turbine/Generator Full Power
12/29/04 1000 1145 99.9 U2 Turbine/Generator Full Power
12/29/04 1100 1146 100 U2 Turbine/Generator Full Power
12/29/04 1200 1146 99.9 U2 Turbine/Generator Full Power
12/29/04 1300 1146 100 U2 Turbine/Generator Full Power
12/29/04 1400 1145 99.9 U2 Turbine/Generator Full Power
12/29/04 1500 1145 99.9 U2 Turbine/Generator Full Power
12/29/04 1600 1146 100 U2 Turbine/Generator Full Power
12/29/04 1700 1145 100 U2 Turbine/Generator Full Power
12/29/04 1800 1145 100 U2 Turbine/Generator Full Power
12/29/04 1900 1145 100 U2 Turbine/Generator Full Power
12/29/04 2000 1146 100 U2 Turbine/Generator Full Power
12/29/04 2100 1145 100 U2 Turbine/Generator Full Power
12/29/04 2200 1146 100 U2 Turbine/Generator Full Power
12/29/04 2300 1145 100 U2 Turbine/Generator Full Power
12/29/04 2400 1146 99.9 U2 Turbine/Generator Full Power
12/30/04 0100 1145 100 U2 Turbine/Generator Full Power



12/30/04 0200 1145 100 U2 Turbine/Generator Full Power
12/30/04 0300 1145 99.9 U2 Turbine/Generator Full Power
12/30/04 0400 1146 100 U2 Turbine/Generator Full Power
12/30/04 0500 1145 100 U2 Turbine/Generator Full Power
12/30/04 0600 1146 100 U2 Turbine/Generator Full Power
12/30/04 0700 1145 100 U2 Turbine/Generator Full Power
12/30/04 0800 1145 100 U2 Turbine/Generator Full Power
12/30/04 0900 1145 100 U2 Turbine/Generator Full Power
12/30/04 1000 1146 100 U2 Turbine/Generator Full Power
12/30/04 1100 1145 100 U2 Turbine/Generator Full Power
12/30/04 1200 1145 100 U2 Turbine/Generator Full Power
12/30/04 1300 1145 100 U2 Turbine/Generator Full Power
12/30/04 1400 1145 100 U2 Turbine/Generator Full Power
12/30/04 1500 1145 100 U2 Turbine/Generator Full Power
12/30/04 1600 1144 100 U2 Turbine/Generator Full Power
12/30/04 1700 1145 100 U2 Turbine/Generator Full Power
12/30/04 1800 1144 100 U2 Turbine/Generator Full Power
12/30/04 1900 1145 100 U2 Turbine/Generator Full Power
12/30/04 2000 1146 100 U2 Turbine/Generator Full Power
12/30/04 2100 1146 100 U2 Turbine/Generator Full Power
12/30/04 2200 1145 100 U2 Turbine/Generator Full Power
12/30/04 2300 1145 99.9 U2 Turbine/Generator Full Power
12/30/04 2400 1145 100 U2 Turbine/Generator Full Power
12/31/04 0100 1146 100 U2 Turbine/Generator Full Power
12/31/04 0200 1146 100 U2 Turbine/Generator Full Power
12/31/04 0300 1145 100 U2 Turbine/Generator Full Power
12/31/04 0400 1146 100 U2 Turbine/Generator Full Power
12/31/04 0500 1146 100 U2 Turbine/Generator Full Power
12/31/04 0600 1145 100 U2 Turbine/Generator Full Power
12/31/04 0700 1145 99.9 U2 Turbine/Generator Full Power
12/31/04 0800 1146 100 U2 Turbine/Generator Full Power
12/31/04 0900 1145 100 U2 Turbine/Generator Full Power
12/31/04 1000 1146 100 U2 Turbine/Generator Full Power
12/31/04 1100 1145 100 U2 Turbine/Generator Full Power
12/31/04 1200 1145 100 U2 Turbine/Generator Full Power
12/31/04 1300 1146 100 U2 Turbine/Generator Full Power
12/31/04 1400 1146 100 U2 Turbine/Generator Full Power
12/31/04 1500 1147 100 U2 Turbine/Generator Full Power
12/31/04 1600 1146 100 U2 Turbine/Generator Full Power
12/31/04 1700 1146 100 U2 Turbine/Generator Full Power
12/31/04 1800 1146 100 U2 Turbine/Generator Full Power
12/31/04 1900 1145 100 U2 Turbine/Generator Full Power
12/31/04 2000 1145 100 U2 Turbine/Generator Full Power
12/31/04 2100 1145 99.9 U2 Turbine/Generator Full Power
12/31/04 2200 1145 99.9 U2 Turbine/Generator Full Power
12/31/04 2300 1145 100 U2 Turbine/Generator Full Power
12/31/04 2400 1145 99.9 U2 Turbine/Generator Full Power
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