
Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Monthly Summary  (Mwh)
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
Updated Through:  December 2008

Jan Feb Mar Apr May * Jun Jul Aug * Sep * Oct * Nov Dec Total
No. of Days in Month 31 29 31 30 31 30 31 31 30 31 30 31 366

Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual Actual
Unit 1 ISO Gen on Grid  (Raw data via ATS) 832,431.90 789,976.44 845,657.38 819,352.30 792,783.83 816,878.96 841,329.15 840,892.75 811,228.85 818,393.95 809,951.18 837,328.56 9,856,205.25
Unit 1 PIMS Gen  (Gross) 869,060.00 824,890.00 882,009.00 855,340.00 829,886.00 853,506.00 878,993.00 878,651.00 848,204.00 856,853.00 846,982.00 875,571.00 10,299,945.00

Unit 2 ISO Gen on Grid  (Raw data via ATS) 826,765.11 44,027.51 -2,541.44 446,172.63 848,179.61 817,748.89 843,257.17 433,799.17 646,232.17 736,413.65 808,422.77 837,583.29 7,286,060.53
Unit 2 PIMS Gen  (Gross) 868,300.00 49,228.00 0.00 474,047.00 889,380.00 857,540.00 884,326.00 454,898.00 685,850.00 780,734.00 853,123.00 884,070.00 7,681,496.00

DCPP ISO Gen on Grid  (Raw data via ATS) 1,659,197.01 834,003.95 843,115.94 1,265,524.93 1,640,963.44 1,634,627.85 1,684,586.32 1,274,691.92 1,457,461.02 1,554,807.60 1,618,373.95 1,674,911.85 17,142,265.78
DCPP PIMS Gen  (Gross) 1,737,360.00 874,118.00 882,009.00 1,329,387.00 1,719,266.00 1,711,046.00 1,763,319.00 1,333,549.00 1,534,054.00 1,637,587.00 1,700,105.00 1,759,641.00 17,981,441.00

Start-Up Load ISO from the Grid  (Raw data via ATS) -2,651.65 -3,999.43 -2,906.00 -3,125.25 -2,457.66 -2,350.15 -2,381.37 -14,150.18 -6,686.03 -3,203.05 -2,258.40 -2,550.87 -48,720.04

DCPP Net ISO Gen on the Grid  (Raw data via ATS) 1,656,545.36 830,004.52 840,209.94 1,262,399.68 1,638,505.78 1,632,277.70 1,682,204.95 1,260,541.74 1,450,774.99 1,551,604.55 1,616,115.55 1,672,360.98 17,093,545.74
Quarterly ISO Gen Total 3,326,759.82 4,533,183.16 4,393,521.68 4,840,081.08 17,093,545.74

Unit 1 Net PIMS Gen via Monthly Gen Stats Report 834,828.00 791,887.00 846,529.00 821,028.00 794,846.00 819,292.00 843,869.00 843,531.00 813,904.00 820,926.00 813,716.00 839,889.00 9,884,245.00
Unit 2 Net PIMS Gen via Monthly Gen Stats Report 827,648.00 42,599.00 -2,416.00 444,283.00 849,409.00 818,956.00 844,580.00 422,404.00 638,603.00 711,948.00 811,840.00 839,785.00 7,249,639.00
DCPP Net PIMS Gen via Monthly Gen Stats Report 1,662,476.00 834,486.00 844,113.00 1,265,311.00 1,644,255.00 1,638,248.00 1,688,449.00 1,265,935.00 1,452,507.00 1,532,874.00 1,625,556.00 1,679,674.00 17,133,884.00

% that Net ISO is of Net PIMS 99.64% 99.46% 99.54% 99.77% 99.65% 99.64% 99.63% 99.57% 99.88% 101.22% 99.42% 99.56% 99.76%

Notes:
1.  PIMS data is GROSS from inside the plant.  No incoming Load is identified here (power consumption from either the 230 KV or 500 KV lines).
2.  Net PIMS Generation (line's 20, 21, 22) manually supplied by Walt Reil via the monthly Generation Statistics Reporting process.
3.  May - ISO Meter values are INACCURATE due to some missing data points, confirmed by Jim Buenrostro of ATS.
4.  August - Unit 2 2T15 Forced Outage starting @ 23:56 on 8/16.
5.  September - ISO Meter values are INACCURATE due duplicate hourly values.
6.  September - Unit 2 continuation of forced outage.  Returned to service 9/6.
7.  October - Inaccurate Unit 2 ISO Meter data from 10/1 to 10/8.
8.  October - Unit 2 Forced Outage from 10/21 to 10/24.

Monthly Summary 1 of 1



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/01 00:00 1,136.50 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 01:00 1,135.98 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 02:00 1,136.00 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 03:00 1,136.66 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 04:00 1,136.69 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 05:00 1,136.14 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 06:00 1,136.12 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 07:00 1,136.56 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 08:00 1,136.19 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 09:00 1,136.05 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 10:00 1,135.47 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 11:00 1,134.73 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 12:00 1,135.16 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 13:00 1,135.36 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 14:00 1,135.10 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 15:00 1,135.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 16:00 1,135.99 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 17:00 1,135.48 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 18:00 1,135.77 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 19:00 1,135.45 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/01 20:00 1,135.64 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 21:00 1,135.79 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 22:00 1,135.45 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/01 23:00 1,135.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 00:00 1,135.58 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 01:00 1,135.97 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 02:00 1,135.85 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 03:00 1,136.46 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 04:00 1,136.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 05:00 1,136.11 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 06:00 1,136.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 07:00 1,136.51 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 08:00 1,135.89 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 09:00 1,136.29 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 10:00 1,135.95 1,184.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 11:00 1,134.81 1,184.00 100.1 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/02 12:00 1,134.45 1,183.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 13:00 1,134.00 1,183.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 14:00 1,134.11 1,183.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 15:00 1,134.16 1,184.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 16:00 1,133.66 1,183.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 17:00 1,132.40 1,182.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 18:00 1,131.76 1,180.00 100.1 U1 Operating at full power on the grid.
Unit 1 01/02 19:00 1,131.73 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/02 20:00 1,132.51 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/02 21:00 1,133.25 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/02 22:00 1,133.92 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/02 23:00 1,133.58 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 00:00 1,133.55 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 01:00 1,133.76 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/03 02:00 1,134.04 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 03:00 1,134.54 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 04:00 1,134.65 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/03 05:00 1,134.73 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 06:00 1,136.10 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 07:00 1,135.92 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 08:00 1,135.02 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 09:00 1,134.52 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 10:00 1,134.20 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 11:00 1,133.84 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 12:00 1,134.45 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 13:00 1,134.54 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 14:00 1,134.01 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 15:00 1,133.84 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/03 16:00 1,135.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 17:00 1,132.67 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 18:00 1,132.65 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 19:00 1,132.97 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 20:00 1,133.64 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/03 21:00 1,134.67 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 22:00 1,134.90 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/03 23:00 1,134.14 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/04 00:00 1,133.45 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 01:00 1,134.63 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 02:00 1,136.36 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 03:00 1,135.42 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 04:00 1,133.78 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 05:00 1,134.09 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 06:00 1,134.78 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/04 07:00 1,134.69 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 08:00 1,134.30 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 09:00 1,134.26 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 10:00 1,133.56 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 11:00 1,132.94 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 12:00 1,133.78 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 13:00 1,133.92 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 14:00 1,134.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 15:00 1,134.08 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 16:00 1,134.20 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 17:00 1,134.30 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/04 18:00 1,134.54 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 19:00 1,134.12 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 20:00 1,135.43 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 21:00 1,135.99 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 22:00 1,135.60 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/04 23:00 1,135.55 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 00:00 1,135.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 01:00 1,135.04 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 02:00 1,135.64 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/05 03:00 1,135.43 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 04:00 1,135.15 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 05:00 1,134.85 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 06:00 1,134.49 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/05 07:00 1,134.20 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 08:00 1,133.14 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/05 09:00 1,132.32 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/05 10:00 1,095.30 1,182.00 99.9 10:20 U1 Started ramp-down to 50% due to biofouling of West Condenser
Unit 1 01/05 11:00 777.75 1,018.00 87.9 U1 Ramping-down
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/05 12:00 565.13 613.00 55.9 U1 Ramping-down
Unit 1 01/05 13:00 577.65 616.00 55.8 13:02 U1 Completed ramp-down to 55%.
Unit 1 01/05 14:00 560.59 610.00 55.4 U1 Holding at 55% to clean condenser
Unit 1 01/05 15:00 565.98 609.00 54.9 U1 Holding at 55% to clean condenser
Unit 1 01/05 16:00 573.91 615.00 55.4 U1 Holding at 55% to clean condenser
Unit 1 01/05 17:00 629.13 615.00 55.6 17:04 U1 Started ramp-up to full power.
Unit 1 01/05 18:00 791.50 770.00 66.6 U1 Ramping-up to full power.
Unit 1 01/05 19:00 957.75 938.00 79.9 U1 Ramping-up to full power.
Unit 1 01/05 20:00 1,100.74 1,107.00 93.3 20:45 U1 Completed ramp-up to full power.
Unit 1 01/05 21:00 1,124.60 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/05 22:00 1,124.60 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/05 23:00 1,124.60 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 00:00 1,124.60 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/06 01:00 1,124.60 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 02:00 1,124.60 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 03:00 1,124.60 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 04:00 1,124.60 1,172.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 05:00 1,124.60 1,173.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 06:00 1,124.60 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 07:00 1,124.60 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 08:00 1,124.60 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 09:00 1,124.60 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 10:00 1,124.60 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 11:00 1,124.60 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 12:00 1,124.60 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/06 13:00 1,124.44 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/06 14:00 1,124.98 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 15:00 1,125.09 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 16:00 1,124.85 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 17:00 1,124.55 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 18:00 1,124.99 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 19:00 1,125.13 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 20:00 1,125.33 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 21:00 1,125.62 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/06 22:00 1,126.13 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/06 23:00 1,126.77 1,175.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/07 00:00 1,127.53 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/07 01:00 1,126.53 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/07 02:00 1,055.21 1,176.00 99.9 02:35 U1 Started urgent ramp-down to 50% due to CWP 1-2 high bearing temperature.  AR A0715777.
Unit 1 01/07 03:00 489.51 600.00 53.0 03:10 U1 Ramp-down completed to 50%.
Unit 1 01/07 04:00 457.08 490.00 49.5 U1 Holding to investigate & resolve problem.
Unit 1 01/07 05:00 461.76 489.00 49.5 U1 Holding to investigate & resolve problem.
Unit 1 01/07 06:00 463.61 496.00 50.1 U1 Holding to investigate & resolve problem.
Unit 1 01/07 07:00 461.79 493.00 49.5 U1 Holding to investigate & resolve problem.
Unit 1 01/07 08:00 463.06 496.00 50.1 U1 Holding to investigate & resolve problem.
Unit 1 01/07 09:00 485.47 496.00 50.1 U1 Holding to investigate & resolve problem.
Unit 1 01/07 10:00 549.54 543.00 50.1 10:02 U1 Started ramp-up to full power.
Unit 1 01/07 11:00 681.63 671.00 59.6 U1 Ramping-up to full power.
Unit 1 01/07 12:00 854.38 833.00 71.7 U1 Ramping-up to full power.
Unit 1 01/07 13:00 1,024.82 1,015.00 85.4 U1 Ramping-up to full power.
Unit 1 01/07 14:00 1,067.93 1,119.00 94.3 U1 Ramping-up to full power.
Unit 1 01/07 15:00 1,072.32 1,118.00 94.2 U1 Ramping-up to full power.
Unit 1 01/07 16:00 1,084.59 1,125.00 95.3 U1 Ramping-up to full power.
Unit 1 01/07 17:00 1,096.47 1,141.00 96.1 U1 Ramping-up to full power.
Unit 1 01/07 18:00 1,117.73 1,155.00 98.0 U1 Ramping-up to full power.
Unit 1 01/07 19:00 1,128.59 1,179.00 99.8 19:21 U1 Completed ramp-up to full power.
Unit 1 01/07 20:00 1,127.62 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/07 21:00 1,125.58 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/07 22:00 1,122.65 1,171.00 99.4 U1 Operating at full power on the grid.
Unit 1 01/07 23:00 1,123.16 1,172.00 99.3 U1 Operating at full power on the grid.
Unit 1 01/08 00:00 1,122.97 1,171.00 99.4 U1 Operating at full power on the grid.
Unit 1 01/08 01:00 1,122.64 1,170.00 99.2 U1 Operating at full power on the grid.
Unit 1 01/08 02:00 1,125.31 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/08 03:00 1,124.47 1,172.00 99.5 U1 Operating at full power on the grid.
Unit 1 01/08 04:00 1,123.48 1,171.00 99.4 U1 Operating at full power on the grid.
Unit 1 01/08 05:00 1,128.32 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/08 06:00 1,126.82 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/08 07:00 1,125.19 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/08 08:00 1,124.43 1,174.00 99.5 U1 Operating at full power on the grid.
Unit 1 01/08 09:00 1,125.40 1,175.00 99.5 U1 Operating at full power on the grid.
Unit 1 01/08 10:00 1,126.08 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/08 11:00 1,127.15 1,177.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/08 12:00 1,124.84 1,173.00 99.5 U1 Operating at full power on the grid.
Unit 1 01/08 13:00 1,125.33 1,173.00 99.5 U1 Operating at full power on the grid.
Unit 1 01/08 14:00 1,126.47 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/08 15:00 1,124.61 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/08 16:00 1,126.49 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/08 17:00 1,125.46 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/08 18:00 1,128.19 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/08 19:00 1,127.19 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/08 20:00 1,127.23 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/08 21:00 1,130.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/08 22:00 1,129.93 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/08 23:00 1,127.60 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/09 00:00 1,127.67 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 01/09 01:00 1,131.06 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 02:00 1,131.05 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/09 03:00 1,130.27 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 04:00 1,131.15 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 05:00 1,131.96 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/09 06:00 1,132.36 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 07:00 1,132.10 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 08:00 1,133.91 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 09:00 1,134.37 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/09 10:00 1,133.94 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 11:00 1,132.85 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 12:00 1,132.01 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 13:00 1,131.12 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 14:00 1,130.69 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 15:00 1,131.36 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 16:00 1,131.42 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 17:00 1,131.99 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 18:00 1,132.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 19:00 1,131.84 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 20:00 1,131.34 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/09 21:00 1,132.41 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/09 22:00 1,133.07 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/09 23:00 1,132.70 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/10 00:00 1,133.27 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 01:00 1,133.31 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 02:00 1,133.40 1,183.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/10 03:00 1,133.78 1,184.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 04:00 1,133.92 1,184.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 05:00 1,133.40 1,183.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/10 06:00 1,133.45 1,183.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/10 07:00 1,133.48 1,182.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/10 08:00 1,132.91 1,182.00 100.3 U1 Operating at full power on the grid.
Unit 1 01/10 09:00 1,133.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 10:00 1,133.64 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 11:00 1,133.35 1,182.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 12:00 1,133.54 1,181.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 13:00 1,133.40 1,181.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 14:00 1,133.31 1,181.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 15:00 1,133.39 1,181.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 16:00 1,133.42 1,181.00 100.5 U1 Operating at full power on the grid.
Unit 1 01/10 17:00 1,133.35 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/10 18:00 1,133.50 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 19:00 1,133.81 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 20:00 1,133.40 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 21:00 1,133.78 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/10 22:00 1,134.09 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/10 23:00 1,134.14 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/11 00:00 1,134.71 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 01:00 1,134.83 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/11 02:00 1,134.71 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 03:00 1,133.59 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/11 04:00 1,133.20 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 05:00 1,132.86 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 06:00 1,133.08 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 07:00 1,132.91 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 08:00 1,132.50 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 09:00 1,133.14 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 10:00 1,133.09 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 11:00 1,132.32 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/11 12:00 1,132.60 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 13:00 1,132.59 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 14:00 1,131.67 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 15:00 1,131.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 16:00 1,131.39 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 17:00 1,131.25 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 18:00 1,132.20 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 19:00 1,132.19 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 20:00 1,132.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 21:00 1,132.80 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/11 22:00 1,132.79 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/11 23:00 1,132.59 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/12 00:00 1,132.91 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 01:00 1,132.97 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 02:00 1,132.04 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 03:00 1,132.03 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 04:00 1,132.16 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/12 05:00 1,132.57 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 06:00 1,132.68 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/12 07:00 1,132.20 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 08:00 1,132.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 09:00 1,132.55 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 10:00 1,132.55 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 11:00 1,132.16 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/12 12:00 1,132.67 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 13:00 1,132.61 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 14:00 1,132.25 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 15:00 1,131.87 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/12 16:00 1,132.12 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 17:00 1,131.69 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 18:00 1,131.29 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 19:00 1,130.99 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/12 20:00 1,131.49 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 21:00 1,132.15 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 22:00 1,132.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/12 23:00 1,132.70 1,183.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/13 00:00 1,132.21 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/13 01:00 1,132.50 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 02:00 1,132.19 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 03:00 1,131.54 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/13 04:00 1,131.14 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/13 05:00 1,130.80 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 06:00 1,130.68 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 07:00 1,131.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 08:00 1,131.50 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 09:00 1,131.33 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 10:00 1,131.61 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/13 11:00 1,132.72 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 12:00 1,133.56 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 13:00 1,132.91 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 14:00 1,132.18 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 15:00 1,132.15 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 16:00 1,132.07 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 17:00 1,132.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 18:00 1,132.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 19:00 1,131.86 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 20:00 1,131.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 21:00 1,132.25 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 22:00 1,132.53 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/13 23:00 1,132.69 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 00:00 1,133.21 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 01:00 1,133.75 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/14 02:00 1,133.64 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 03:00 1,133.99 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 04:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 05:00 1,133.10 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 06:00 1,133.19 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 07:00 1,133.01 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 08:00 1,132.35 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 09:00 1,132.34 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 10:00 1,132.93 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 11:00 1,133.10 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/14 12:00 1,133.72 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 13:00 1,133.74 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 14:00 1,133.10 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/14 15:00 1,133.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 16:00 1,133.12 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 17:00 1,132.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 18:00 1,132.18 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/14 19:00 1,132.26 1,182.00 100.3 U1 Operating at full power on the grid.
Unit 1 01/14 20:00 1,131.74 1,183.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/14 21:00 1,131.77 1,182.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/14 22:00 1,132.44 1,182.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/14 23:00 1,132.69 1,183.00 100.4 U1 Operating at full power on the grid.
Unit 1 01/15 00:00 1,132.42 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 01:00 1,132.78 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 02:00 1,132.39 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/15 03:00 1,132.22 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 04:00 1,131.76 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 05:00 1,131.79 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 06:00 1,132.57 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 07:00 1,132.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 08:00 1,132.09 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 09:00 1,132.77 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 10:00 1,132.76 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 11:00 1,132.36 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 12:00 1,133.10 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 13:00 1,134.00 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/15 14:00 1,133.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 15:00 1,133.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 16:00 1,136.05 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 17:00 1,134.24 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 18:00 1,133.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 19:00 1,133.42 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/15 20:00 1,133.05 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 21:00 1,133.03 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 22:00 1,133.54 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/15 23:00 1,133.82 1,184.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/16 00:00 1,134.35 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/16 01:00 1,134.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 02:00 1,134.19 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 03:00 1,134.41 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/16 04:00 1,133.94 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 05:00 1,133.52 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/16 06:00 1,133.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 07:00 1,133.41 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 08:00 1,133.36 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 01/16 09:00 1,133.89 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/16 10:00 1,134.11 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/16 11:00 1,133.76 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 12:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 13:00 1,134.17 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 14:00 1,133.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 15:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 16:00 1,133.59 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 17:00 1,133.83 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 18:00 1,134.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 19:00 1,134.54 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 20:00 1,134.61 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/16 21:00 1,134.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/16 22:00 1,135.58 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/16 23:00 1,135.28 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 00:00 1,135.46 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 01:00 1,135.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 02:00 1,135.64 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/17 03:00 1,135.39 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 04:00 1,134.98 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 05:00 1,135.04 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 06:00 1,135.32 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 07:00 1,134.91 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 08:00 1,134.72 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 09:00 1,134.53 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 10:00 1,134.06 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/17 11:00 1,133.46 1,184.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/17 12:00 1,133.86 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 13:00 1,133.61 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 14:00 1,133.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 15:00 1,134.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 16:00 1,134.59 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 17:00 1,134.69 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 18:00 1,134.80 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 19:00 1,134.06 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 20:00 1,133.70 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/17 21:00 1,134.11 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/17 22:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/17 23:00 1,133.34 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 00:00 1,133.47 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/18 01:00 1,133.81 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/18 02:00 1,133.59 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 03:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 04:00 1,134.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 05:00 1,134.78 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 06:00 1,135.73 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/18 07:00 1,135.31 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/18 08:00 1,134.55 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/18 09:00 1,134.49 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 10:00 1,133.86 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 11:00 1,133.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 12:00 1,133.66 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 13:00 1,133.44 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 14:00 1,133.00 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 15:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 16:00 1,134.39 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 17:00 1,134.62 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/18 18:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 19:00 1,133.37 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 20:00 1,133.33 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/18 21:00 1,134.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 22:00 1,134.57 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/18 23:00 1,134.06 1,185.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/19 00:00 1,134.46 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 01:00 1,134.77 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 02:00 1,134.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 03:00 1,134.86 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 04:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 05:00 1,134.74 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 06:00 1,135.51 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 07:00 1,135.55 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 08:00 1,134.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 09:00 1,134.81 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/19 10:00 1,133.94 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 11:00 1,133.63 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 12:00 1,134.30 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 13:00 1,134.18 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 14:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 15:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 16:00 1,134.36 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 17:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 18:00 1,134.64 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/19 19:00 1,134.30 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/19 20:00 1,133.99 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 21:00 1,134.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 22:00 1,134.61 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/19 23:00 1,134.32 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 00:00 1,134.55 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 01:00 1,134.56 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 02:00 1,134.80 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 03:00 1,135.19 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 04:00 1,135.00 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 05:00 1,134.81 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 06:00 1,135.35 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 07:00 1,135.35 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 08:00 1,134.88 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 09:00 1,134.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 10:00 1,134.83 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 11:00 1,134.51 1,185.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/20 12:00 1,134.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 13:00 1,134.41 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 14:00 1,134.05 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 15:00 1,134.51 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 16:00 1,134.04 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 17:00 1,134.13 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 18:00 1,134.80 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 19:00 1,135.02 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/20 20:00 1,134.84 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 21:00 1,134.96 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 22:00 1,135.17 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/20 23:00 1,134.57 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 00:00 1,134.59 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 01:00 1,134.12 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 02:00 1,134.11 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 03:00 1,134.49 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 04:00 1,134.29 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 05:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 06:00 1,135.02 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 07:00 1,135.09 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 08:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 09:00 1,134.97 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 10:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 11:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 12:00 1,134.97 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 13:00 1,134.97 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 14:00 1,134.97 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 15:00 1,133.43 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 16:00 1,133.31 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 17:00 1,132.69 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/21 18:00 1,132.33 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 19:00 1,131.85 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 20:00 1,131.55 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 21:00 1,131.87 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 22:00 1,132.90 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/21 23:00 1,133.00 1,183.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/22 00:00 1,133.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 01:00 1,132.77 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 02:00 1,132.52 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/22 03:00 1,133.08 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 04:00 1,133.21 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 05:00 1,133.14 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 06:00 1,133.89 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/22 07:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 08:00 1,133.49 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 09:00 1,134.21 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 10:00 1,134.28 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 11:00 1,134.11 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 12:00 1,133.74 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 13:00 1,133.21 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 14:00 1,133.01 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 15:00 1,133.00 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 16:00 1,132.79 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 17:00 1,132.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 18:00 1,133.39 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/22 19:00 1,133.13 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 20:00 1,133.31 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 21:00 1,133.82 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 22:00 1,136.34 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/22 23:00 1,135.26 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 00:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 01:00 1,134.24 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 02:00 1,133.82 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 03:00 1,133.96 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 04:00 1,134.33 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/23 05:00 1,134.05 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 06:00 1,134.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 07:00 1,134.94 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 08:00 1,134.76 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/23 09:00 1,134.36 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/23 10:00 1,133.94 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 11:00 1,134.08 1,185.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 15 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/23 12:00 1,134.18 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 13:00 1,133.85 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 14:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 15:00 1,134.00 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/23 16:00 1,134.18 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/23 17:00 1,134.00 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/23 18:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 19:00 1,134.57 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 20:00 1,134.51 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 21:00 1,134.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 22:00 1,134.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/23 23:00 1,134.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 00:00 1,134.58 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/24 01:00 1,134.50 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/24 02:00 1,134.19 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/24 03:00 1,134.92 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 04:00 1,134.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 05:00 1,134.33 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/24 06:00 1,134.57 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 07:00 1,135.26 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 08:00 1,134.93 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 09:00 1,135.50 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/24 10:00 1,135.03 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 11:00 1,134.77 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 12:00 1,134.77 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/24 13:00 1,134.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 14:00 1,134.17 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/24 15:00 1,134.64 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 16:00 1,135.22 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/24 17:00 1,134.55 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 18:00 1,134.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 19:00 1,134.82 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 20:00 1,134.34 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 21:00 1,134.87 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 22:00 1,135.13 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/24 23:00 1,134.34 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/25 00:00 1,134.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/25 01:00 1,134.59 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 02:00 1,134.41 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 03:00 1,134.66 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 04:00 1,135.08 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 05:00 1,134.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 06:00 1,134.86 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 07:00 1,135.11 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 08:00 1,134.68 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 09:00 1,134.84 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 10:00 1,134.71 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 11:00 1,134.13 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 12:00 1,134.31 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 13:00 1,133.39 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 14:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 15:00 1,133.15 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 16:00 1,133.18 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 17:00 1,133.20 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/25 18:00 1,133.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 19:00 1,133.73 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 20:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 21:00 1,133.75 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 22:00 1,134.03 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/25 23:00 1,134.19 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 00:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 01:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 02:00 1,134.28 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 03:00 1,134.00 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 04:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 05:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 06:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 07:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 08:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 09:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 10:00 1,134.46 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 11:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 17 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/26 12:00 1,133.96 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 13:00 1,134.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 14:00 1,133.83 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 15:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 16:00 1,133.89 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 17:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 18:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 19:00 1,133.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 20:00 1,133.26 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 21:00 1,133.27 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/26 22:00 1,133.29 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/26 23:00 1,132.74 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 00:00 1,132.88 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 01:00 1,133.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 02:00 1,133.21 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 03:00 1,133.10 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 04:00 1,133.00 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 05:00 1,133.38 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 06:00 1,133.63 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 07:00 1,133.48 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 08:00 1,133.50 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 09:00 1,133.40 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 10:00 1,133.40 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 11:00 1,133.52 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 12:00 1,133.77 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 13:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 14:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 15:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 16:00 1,134.67 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 17:00 1,134.58 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 18:00 1,134.33 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 19:00 1,134.36 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 20:00 1,134.14 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 21:00 1,134.19 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/27 22:00 1,134.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/27 23:00 1,134.32 1,185.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/28 00:00 1,134.51 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 01:00 1,134.82 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 02:00 1,134.75 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 03:00 1,134.59 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 04:00 1,134.66 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 05:00 1,134.36 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 06:00 1,134.59 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 07:00 1,134.23 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 08:00 1,134.11 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 09:00 1,134.36 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 10:00 1,134.14 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 11:00 1,134.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 12:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 13:00 1,133.93 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 14:00 1,133.78 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 15:00 1,134.00 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 16:00 1,133.85 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 17:00 1,133.76 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 18:00 1,133.97 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/28 19:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 20:00 1,133.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 21:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/28 22:00 1,133.89 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/28 23:00 1,133.57 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 00:00 1,133.62 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/29 01:00 1,133.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 02:00 1,133.73 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 03:00 1,133.55 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 04:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 05:00 1,133.62 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 06:00 1,133.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 07:00 1,133.51 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/29 08:00 1,133.31 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 01/29 09:00 1,133.67 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 10:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 11:00 1,133.70 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/29 12:00 1,134.02 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 13:00 1,134.19 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 14:00 1,133.40 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 15:00 1,133.78 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/29 16:00 1,134.17 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/29 17:00 1,133.68 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 18:00 1,133.31 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 19:00 1,132.90 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/29 20:00 1,132.81 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 21:00 1,133.11 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/29 22:00 1,133.62 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/29 23:00 1,133.03 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 00:00 1,133.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 01:00 1,134.09 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 02:00 1,133.50 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 03:00 1,133.84 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 04:00 1,133.86 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 05:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 06:00 1,134.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 07:00 1,133.91 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 08:00 1,133.47 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 09:00 1,133.74 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 10:00 1,133.57 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 11:00 1,133.33 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 12:00 1,133.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 13:00 1,134.11 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 14:00 1,133.83 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 15:00 1,134.63 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 16:00 1,134.90 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 17:00 1,134.12 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 18:00 1,134.16 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 19:00 1,134.36 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 20:00 1,133.58 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 21:00 1,134.50 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/30 22:00 1,134.74 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/30 23:00 1,134.61 1,184.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 01/31 00:00 1,135.30 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 01:00 1,135.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 02:00 1,134.55 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/31 03:00 1,135.80 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 04:00 1,134.76 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 05:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 06:00 1,134.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 07:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 08:00 1,133.29 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 09:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 10:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 11:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 12:00 1,134.16 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 13:00 1,134.25 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/31 14:00 1,133.04 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/31 15:00 1,133.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 16:00 1,133.62 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 17:00 1,133.31 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 18:00 1,133.22 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 19:00 1,133.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 20:00 1,133.85 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 01/31 21:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 22:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 01/31 23:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 Total January 832,431.90 869,060.00 ATS ISO Meter data appears to be AOK
Unit 1 02/01 00:00 1,134.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 01:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 02:00 1,133.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 03:00 1,134.35 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 04:00 1,134.25 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 05:00 1,133.72 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 06:00 1,134.53 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 07:00 1,134.38 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/01 08:00 1,133.82 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 09:00 1,133.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 10:00 1,133.74 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/01 11:00 1,133.21 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/01 12:00 1,133.46 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 13:00 1,133.41 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 14:00 1,133.33 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 15:00 1,134.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 16:00 1,134.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 17:00 1,134.02 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 18:00 1,134.66 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 19:00 1,134.55 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 20:00 1,133.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 21:00 1,133.82 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 22:00 1,133.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/01 23:00 1,133.11 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/02 00:00 1,133.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 01:00 1,133.77 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 02:00 1,133.40 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 03:00 1,134.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 04:00 1,134.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 05:00 1,134.14 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 06:00 1,134.33 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 07:00 1,134.73 1,184.00 100.3 U1 Operating at full power on the grid.
Unit 1 02/02 08:00 1,134.04 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 09:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 10:00 1,132.29 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/02 11:00 1,131.82 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 12:00 1,133.26 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/02 13:00 1,133.56 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 14:00 1,133.27 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 15:00 1,133.91 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 16:00 1,134.87 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 17:00 1,134.43 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 18:00 1,134.41 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/02 19:00 1,134.56 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/02 20:00 1,133.67 1,183.00 100.2 U1 Operating at full power on the grid.
Unit 1 02/02 21:00 1,132.83 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/02 22:00 1,132.63 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/02 23:00 1,131.90 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 00:00 1,132.07 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 01:00 1,132.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 02:00 1,131.35 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 03:00 1,131.45 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 04:00 1,133.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 05:00 1,132.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 06:00 1,133.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 07:00 1,132.53 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 08:00 1,131.82 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 09:00 1,131.69 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 10:00 1,132.06 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 11:00 1,131.49 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 12:00 1,131.94 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 13:00 1,131.69 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 14:00 1,130.90 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 15:00 1,131.87 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 16:00 1,132.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 17:00 1,132.59 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 18:00 1,133.75 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 19:00 1,134.30 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/03 20:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 21:00 1,133.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 22:00 1,133.74 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/03 23:00 1,133.80 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/04 00:00 1,134.11 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/04 01:00 1,133.65 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 02:00 1,132.76 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/04 03:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 04:00 1,132.70 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 05:00 1,132.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 06:00 1,132.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 07:00 1,132.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 08:00 1,133.57 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 09:00 1,135.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 10:00 1,136.04 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/04 11:00 1,135.99 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 12:00 1,136.26 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/04 13:00 1,136.25 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/04 14:00 1,135.79 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 15:00 1,136.10 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 16:00 1,136.39 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 17:00 1,136.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 18:00 1,136.24 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/04 19:00 1,136.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 20:00 1,135.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 21:00 1,135.69 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 22:00 1,137.71 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/04 23:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 00:00 1,135.91 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 01:00 1,135.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 02:00 1,134.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 03:00 1,135.41 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 04:00 1,136.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 05:00 1,136.36 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 06:00 1,136.65 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 07:00 1,136.75 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 08:00 1,136.89 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 09:00 1,137.05 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 10:00 1,136.64 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 11:00 1,136.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 12:00 1,136.56 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 13:00 1,136.16 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 14:00 1,135.23 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 15:00 1,135.75 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 16:00 1,135.78 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 17:00 1,135.86 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 18:00 1,135.96 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 19:00 1,136.66 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/05 20:00 1,136.40 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 21:00 1,136.43 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/05 22:00 1,136.14 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/05 23:00 1,135.85 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 00:00 1,136.17 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 01:00 1,135.91 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/06 02:00 1,135.75 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 03:00 1,135.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 04:00 1,136.26 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/06 05:00 1,136.32 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 06:00 1,136.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 07:00 1,136.37 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 08:00 1,136.58 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 09:00 1,136.74 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/06 10:00 1,136.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 11:00 1,135.34 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 12:00 1,135.83 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 13:00 1,135.51 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 14:00 1,134.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 15:00 1,134.18 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 16:00 1,135.56 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 17:00 1,135.58 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/06 18:00 1,135.92 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 19:00 1,136.02 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 20:00 1,136.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 21:00 1,136.41 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 22:00 1,136.65 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/06 23:00 1,136.90 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 00:00 1,137.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 01:00 1,136.65 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 02:00 1,136.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 03:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 04:00 1,136.71 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 05:00 1,136.45 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 06:00 1,136.53 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/07 07:00 1,136.97 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 08:00 1,137.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 09:00 1,137.84 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 10:00 1,137.64 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/07 11:00 1,137.39 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/07 12:00 1,137.05 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 13:00 1,136.56 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 14:00 1,136.03 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 15:00 1,136.65 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 16:00 1,136.94 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 17:00 1,136.84 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/07 18:00 1,137.01 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 19:00 1,137.67 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 20:00 1,137.30 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 21:00 1,136.84 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 22:00 1,136.91 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/07 23:00 1,137.05 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 00:00 1,137.14 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 01:00 1,137.17 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/08 02:00 1,136.82 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 03:00 1,137.44 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 04:00 1,137.15 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 05:00 1,136.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 06:00 1,137.28 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 07:00 1,137.77 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 08:00 1,137.24 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/08 09:00 1,137.06 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 10:00 1,137.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 11:00 1,137.10 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 12:00 1,136.96 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 13:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 14:00 1,136.51 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 15:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 16:00 1,136.10 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 17:00 1,135.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 18:00 1,136.06 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 19:00 1,136.08 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 20:00 1,136.10 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/08 21:00 1,136.27 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/08 22:00 1,136.51 1,188.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/08 23:00 1,136.58 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 00:00 1,136.24 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/09 01:00 1,136.08 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 02:00 1,135.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 03:00 1,136.40 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 04:00 1,136.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 05:00 1,135.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 06:00 1,136.71 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 07:00 1,136.91 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 08:00 1,136.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 09:00 1,136.09 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 10:00 1,136.41 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 11:00 1,136.50 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 12:00 1,136.89 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 13:00 1,136.43 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 14:00 1,136.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 15:00 1,136.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 16:00 1,135.59 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 17:00 1,135.31 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 18:00 1,135.19 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/09 19:00 1,135.13 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 20:00 1,134.80 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 21:00 1,135.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/09 22:00 1,135.77 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/09 23:00 1,135.91 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 00:00 1,135.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 01:00 1,135.20 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 02:00 1,135.51 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 03:00 1,135.69 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/10 04:00 1,135.06 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 05:00 1,134.26 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 06:00 1,135.41 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 07:00 1,135.60 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 08:00 1,135.41 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 09:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 10:00 1,135.76 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/10 11:00 1,135.44 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/10 12:00 1,135.47 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/10 13:00 1,135.57 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 14:00 1,135.44 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 15:00 1,135.16 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 16:00 1,134.79 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 17:00 1,134.56 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 18:00 1,134.35 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 19:00 1,134.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 20:00 1,134.74 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 21:00 1,135.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/10 22:00 1,135.64 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/10 23:00 1,135.79 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 00:00 1,136.12 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 01:00 1,135.81 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 02:00 1,135.51 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 03:00 1,135.41 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 04:00 1,135.10 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 05:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 06:00 1,134.91 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 07:00 1,134.82 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 08:00 1,134.75 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 09:00 1,135.81 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 10:00 1,135.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 11:00 1,135.54 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 12:00 1,135.56 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 13:00 1,136.13 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 14:00 1,136.09 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 15:00 1,136.13 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 16:00 1,135.92 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 17:00 1,135.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 18:00 1,135.84 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/11 19:00 1,135.50 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 20:00 1,135.06 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 21:00 1,135.82 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/11 22:00 1,136.19 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/11 23:00 1,135.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 00:00 1,135.76 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 01:00 1,136.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 02:00 1,135.90 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 03:00 1,135.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 04:00 1,135.80 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 05:00 1,135.71 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 06:00 1,135.60 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 07:00 1,135.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 08:00 1,135.10 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 09:00 1,135.53 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 10:00 1,135.67 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 11:00 1,135.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 12:00 1,136.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 13:00 1,136.09 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 14:00 1,135.34 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 15:00 1,135.61 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/12 16:00 1,135.73 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 17:00 1,135.35 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 18:00 1,135.13 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 19:00 1,134.91 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 20:00 1,135.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 21:00 1,134.90 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 22:00 1,135.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/12 23:00 1,136.04 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 00:00 1,136.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 01:00 1,136.49 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 02:00 1,136.20 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 03:00 1,136.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 04:00 1,136.34 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 05:00 1,136.06 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 06:00 1,135.89 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/13 07:00 1,135.73 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 08:00 1,135.20 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/13 09:00 1,135.21 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 10:00 1,135.96 1,186.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/13 11:00 1,135.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 12:00 1,136.09 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 13:00 1,136.38 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 14:00 1,136.66 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 15:00 1,136.65 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/13 16:00 1,136.48 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 17:00 1,136.50 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/13 18:00 1,136.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 19:00 1,135.76 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 20:00 1,135.66 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 21:00 1,135.99 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 22:00 1,136.81 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/13 23:00 1,138.87 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 00:00 1,138.89 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 01:00 1,136.46 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 02:00 1,136.27 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 03:00 1,136.76 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 04:00 1,136.58 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 05:00 1,136.03 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 06:00 1,137.05 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 07:00 1,136.82 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 08:00 1,137.14 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 09:00 1,137.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 10:00 1,137.03 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 11:00 1,136.50 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 12:00 1,136.29 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/14 13:00 1,136.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 14:00 1,137.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 15:00 1,137.51 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 16:00 1,137.25 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 17:00 1,137.01 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 18:00 1,136.97 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 19:00 1,136.63 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 20:00 1,136.22 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/14 21:00 1,136.91 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/14 22:00 1,137.07 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/14 23:00 1,136.50 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 00:00 1,136.57 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 01:00 1,137.28 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 02:00 1,137.40 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 03:00 1,136.45 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 04:00 1,136.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 05:00 1,136.55 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 06:00 1,136.35 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 07:00 1,136.06 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 08:00 1,135.96 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 09:00 1,135.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 10:00 1,135.53 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 11:00 1,135.25 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 12:00 1,135.94 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 13:00 1,135.99 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 14:00 1,135.86 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 15:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 16:00 1,136.05 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 17:00 1,136.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 18:00 1,136.50 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 19:00 1,136.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 20:00 1,136.03 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/15 21:00 1,136.03 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 22:00 1,136.55 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/15 23:00 1,136.40 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 00:00 1,136.50 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 01:00 1,136.87 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 02:00 1,136.86 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 03:00 1,136.68 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 04:00 1,136.55 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 05:00 1,136.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 06:00 1,136.99 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 07:00 1,136.73 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 08:00 1,136.10 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 09:00 1,136.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 10:00 1,136.40 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/16 11:00 1,135.74 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 12:00 1,136.25 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 13:00 1,136.40 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 14:00 1,135.75 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 15:00 1,135.96 1,186.00 100.8 U1 Operating at full power on the grid.
Unit 1 02/16 16:00 1,136.82 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 17:00 1,136.91 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 18:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 19:00 1,135.96 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 20:00 1,135.57 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 21:00 1,136.03 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/16 22:00 1,136.07 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/16 23:00 1,136.10 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 00:00 1,136.30 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 01:00 1,136.10 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 02:00 1,135.97 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 03:00 1,136.71 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 04:00 1,136.62 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 05:00 1,136.39 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 06:00 1,137.11 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 07:00 1,136.78 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 08:00 1,136.22 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 09:00 1,136.10 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 10:00 1,135.99 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 11:00 1,135.69 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 12:00 1,136.21 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 13:00 1,136.17 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 14:00 1,135.63 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 15:00 1,135.84 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 16:00 1,136.59 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 17:00 1,136.64 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 18:00 1,136.11 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/17 19:00 1,135.86 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 20:00 1,135.33 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 21:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/17 22:00 1,136.26 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/17 23:00 1,136.19 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 00:00 1,135.75 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 01:00 1,135.15 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 02:00 1,135.60 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 03:00 1,136.05 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 04:00 1,135.90 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 05:00 1,135.69 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/18 06:00 1,136.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 07:00 1,135.74 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/18 08:00 1,135.54 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 09:00 1,135.71 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 10:00 1,135.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 11:00 1,134.80 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 12:00 1,135.11 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/18 13:00 1,135.19 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 14:00 1,134.60 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 15:00 1,135.50 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 16:00 1,135.64 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 17:00 1,135.64 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 18:00 1,136.40 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 19:00 1,136.62 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 20:00 1,136.20 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/18 21:00 1,136.35 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/18 22:00 1,136.64 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/18 23:00 1,136.22 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/19 00:00 1,136.17 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 01:00 1,136.34 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 02:00 1,138.49 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/19 03:00 1,138.24 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 04:00 1,136.46 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 05:00 1,136.49 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 06:00 1,136.39 1,186.00 100.9 U1 Operating at full power on the grid.
Unit 1 02/19 07:00 1,136.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 08:00 1,136.46 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 09:00 1,137.04 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 10:00 1,136.61 1,186.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/19 11:00 1,135.55 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 12:00 1,135.64 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/19 13:00 1,135.52 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/19 14:00 1,135.14 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 15:00 1,135.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 16:00 1,135.69 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 17:00 1,135.61 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 18:00 1,135.56 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 19:00 1,135.89 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 20:00 1,135.34 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/19 21:00 1,135.03 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 22:00 1,134.87 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/19 23:00 1,134.13 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 00:00 1,134.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 01:00 1,134.00 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/20 02:00 1,133.70 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/20 03:00 1,134.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 04:00 1,134.91 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 05:00 1,135.57 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 06:00 1,136.15 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/20 07:00 1,136.26 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 08:00 1,135.84 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 09:00 1,135.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 10:00 1,135.87 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 11:00 1,135.78 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 12:00 1,135.46 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 13:00 1,134.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/20 14:00 1,134.41 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 15:00 1,134.96 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 16:00 1,134.93 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 17:00 1,135.47 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 18:00 1,135.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 19:00 1,135.68 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 20:00 1,135.73 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 21:00 1,136.01 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/20 22:00 1,135.56 1,184.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/20 23:00 1,134.86 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 00:00 1,134.90 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 01:00 1,134.98 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 02:00 1,134.67 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 03:00 1,134.71 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 04:00 1,134.96 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 05:00 1,134.92 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 06:00 1,135.06 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 07:00 1,134.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 08:00 1,135.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 09:00 1,135.45 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 10:00 1,135.47 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 11:00 1,134.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 12:00 1,134.47 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 13:00 1,134.55 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 14:00 1,133.35 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 15:00 1,133.20 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 16:00 1,133.58 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 17:00 1,133.42 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 18:00 1,134.06 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 19:00 1,134.65 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 20:00 1,134.52 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 21:00 1,134.29 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/21 22:00 1,134.00 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/21 23:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 00:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 01:00 1,134.00 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/22 02:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 03:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 04:00 1,134.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 05:00 1,134.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 06:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 07:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 08:00 1,134.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 09:00 1,135.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 10:00 1,135.10 1,185.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/22 11:00 1,134.34 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/22 12:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 13:00 1,134.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 14:00 1,134.39 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 15:00 1,134.76 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 16:00 1,134.58 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 17:00 1,134.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 18:00 1,135.18 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 19:00 1,135.13 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 20:00 1,134.54 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 21:00 1,134.66 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/22 22:00 1,134.75 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/22 23:00 1,133.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 00:00 1,133.56 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 01:00 1,133.83 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 02:00 1,133.42 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 03:00 1,133.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 04:00 1,134.04 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 05:00 1,134.13 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/23 06:00 1,134.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 07:00 1,134.47 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/23 08:00 1,134.70 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 09:00 1,135.03 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 10:00 1,134.73 1,186.00 101.0 U1 Operating at full power on the grid.
Unit 1 02/23 11:00 1,134.57 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/23 12:00 1,134.95 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 13:00 1,134.84 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 14:00 1,134.32 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 15:00 1,134.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 16:00 1,134.30 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 17:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 18:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/23 19:00 1,134.11 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/23 20:00 1,133.78 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/23 21:00 1,133.92 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/23 22:00 1,134.19 1,185.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/23 23:00 1,134.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 00:00 1,134.24 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/24 01:00 1,134.55 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 02:00 1,134.64 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 03:00 1,134.63 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 04:00 1,134.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 05:00 1,134.54 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 06:00 1,134.83 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 07:00 1,134.87 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 08:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 09:00 1,134.06 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 10:00 1,134.72 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 11:00 1,134.35 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 12:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 13:00 1,133.24 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 14:00 1,132.91 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 15:00 1,132.04 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/24 16:00 1,132.18 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 17:00 1,131.94 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 18:00 1,132.10 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/24 19:00 1,131.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 20:00 1,132.38 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 21:00 1,132.41 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 22:00 1,132.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/24 23:00 1,132.34 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/25 00:00 1,132.13 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/25 01:00 1,132.15 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 02:00 1,132.70 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 03:00 1,132.50 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 04:00 1,132.29 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 05:00 1,132.31 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 06:00 1,132.34 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/25 07:00 1,131.88 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 08:00 1,132.42 1,185.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 09:00 1,132.45 1,185.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 10:00 1,132.64 1,185.00 99.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/25 11:00 1,133.03 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 12:00 1,133.19 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 13:00 1,132.91 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 14:00 1,133.10 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 15:00 1,133.21 1,185.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 16:00 1,133.01 1,185.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 17:00 1,132.79 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 18:00 1,132.86 1,185.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 19:00 1,132.55 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 20:00 1,132.10 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 21:00 1,132.53 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 22:00 1,133.10 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/25 23:00 1,132.51 1,184.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/26 00:00 1,132.49 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 02/26 01:00 1,132.86 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/26 02:00 1,132.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 03:00 1,132.72 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 04:00 1,133.03 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 05:00 1,133.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 06:00 1,133.02 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 07:00 1,133.36 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/26 08:00 1,132.93 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 09:00 1,133.28 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 10:00 1,133.57 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 11:00 1,133.89 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/26 12:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 13:00 1,133.81 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 14:00 1,133.82 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 15:00 1,133.71 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 16:00 1,133.27 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 17:00 1,133.15 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 18:00 1,133.53 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 19:00 1,133.40 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 20:00 1,132.89 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/26 21:00 1,133.32 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/26 22:00 1,133.29 1,185.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/26 23:00 1,132.96 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 00:00 1,133.31 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 01:00 1,133.18 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/27 02:00 1,130.16 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 02/27 03:00 1,129.12 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 02/27 04:00 1,130.57 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 02/27 05:00 1,130.75 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 02/27 06:00 1,132.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 07:00 1,132.90 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 08:00 1,133.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 09:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 10:00 1,134.30 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/27 11:00 1,134.00 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/27 12:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 13:00 1,134.11 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 14:00 1,133.78 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 15:00 1,133.81 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 16:00 1,133.89 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 17:00 1,133.40 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 18:00 1,133.04 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 19:00 1,132.63 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 20:00 1,132.38 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 21:00 1,132.60 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/27 22:00 1,133.27 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/27 23:00 1,133.78 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/28 00:00 1,134.33 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 01:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 02:00 1,134.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 03:00 1,134.41 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 04:00 1,134.39 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 05:00 1,134.09 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 06:00 1,134.71 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 07:00 1,134.70 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 08:00 1,134.19 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 09:00 1,134.25 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 10:00 1,134.36 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/28 11:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 12:00 1,133.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 13:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 14:00 1,134.38 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 15:00 1,134.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 16:00 1,134.41 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 17:00 1,134.08 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 18:00 1,134.48 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 19:00 1,134.48 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 20:00 1,133.57 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 21:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/28 22:00 1,134.00 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/28 23:00 1,133.83 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 00:00 1,133.80 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/29 01:00 1,134.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 02:00 1,134.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 03:00 1,134.39 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 04:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 05:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 06:00 1,133.89 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 02/29 07:00 1,133.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 08:00 1,133.35 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 09:00 1,133.80 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 10:00 1,133.85 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 11:00 1,133.51 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 12:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 13:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 14:00 1,133.72 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 02/29 15:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 16:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 17:00 1,133.81 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 18:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 19:00 1,134.26 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 20:00 1,133.67 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 21:00 1,133.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 02/29 22:00 1,134.16 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 02/29 23:00 1,134.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 Total February 789,976.44 824,890.00 ATS ISO Meter data appears to be AOK
Unit 1 03/01 00:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 01:00 1,134.39 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 02:00 1,134.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 03:00 1,134.71 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 04:00 1,134.73 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/01 05:00 1,134.23 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 06:00 1,134.22 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 07:00 1,134.65 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 08:00 1,134.69 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 09:00 1,134.53 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 10:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 11:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 12:00 1,133.79 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 13:00 1,134.66 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 14:00 1,134.89 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 15:00 1,134.90 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 16:00 1,134.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 17:00 1,134.66 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 18:00 1,134.64 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 19:00 1,134.34 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 20:00 1,134.07 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/01 21:00 1,134.69 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/01 22:00 1,135.02 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/01 23:00 1,134.75 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/02 00:00 1,135.26 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/02 01:00 1,135.67 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 02:00 1,135.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 03:00 1,135.11 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 04:00 1,135.44 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 05:00 1,135.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 06:00 1,135.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 07:00 1,135.56 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 08:00 1,135.14 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 09:00 1,135.30 1,185.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 41 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/02 10:00 1,135.75 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 11:00 1,135.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/02 12:00 1,135.49 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/02 13:00 1,135.20 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 14:00 1,135.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 15:00 1,135.30 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 16:00 1,135.92 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/02 17:00 1,135.71 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 18:00 1,135.60 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 19:00 1,135.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 20:00 1,134.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 21:00 1,135.04 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/02 22:00 1,135.22 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/02 23:00 1,135.24 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 00:00 1,135.55 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 01:00 1,135.68 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 02:00 1,134.92 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/03 03:00 1,134.55 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 04:00 1,134.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 05:00 1,134.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 06:00 1,134.04 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 07:00 1,133.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 08:00 1,133.54 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 09:00 1,134.00 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/03 10:00 1,133.55 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 11:00 1,132.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 12:00 1,132.80 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 13:00 1,132.70 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/03 14:00 1,132.25 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 15:00 1,132.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 16:00 1,133.38 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 17:00 1,133.02 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 18:00 1,133.09 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/03 19:00 1,133.46 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 20:00 1,133.48 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/03 21:00 1,135.77 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/03 22:00 1,134.84 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/03 23:00 1,132.84 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 00:00 1,133.03 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 01:00 1,133.48 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 02:00 1,133.31 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 03:00 1,133.31 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 04:00 1,133.64 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 05:00 1,133.74 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 06:00 1,133.89 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 07:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 08:00 1,133.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 09:00 1,133.61 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 10:00 1,133.73 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 11:00 1,133.21 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 12:00 1,133.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 13:00 1,133.50 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 14:00 1,133.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 15:00 1,133.83 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 16:00 1,134.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 17:00 1,134.69 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/04 18:00 1,134.84 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 19:00 1,134.77 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 20:00 1,134.88 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 21:00 1,135.23 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 22:00 1,135.17 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/04 23:00 1,134.59 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 00:00 1,135.20 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 01:00 1,135.72 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 02:00 1,135.34 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/05 03:00 1,135.13 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 04:00 1,135.38 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/05 05:00 1,135.22 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/05 06:00 1,135.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 07:00 1,135.10 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 08:00 1,135.06 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 09:00 1,135.15 1,186.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/05 10:00 1,134.71 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 11:00 1,134.30 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/05 12:00 1,134.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 13:00 1,134.54 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 14:00 1,134.87 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 15:00 1,135.30 1,185.00 100.1 U1 Operating at full power on the grid.
Unit 1 03/05 16:00 1,135.16 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 17:00 1,135.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 18:00 1,135.98 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 19:00 1,135.64 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 20:00 1,135.41 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 21:00 1,135.81 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 22:00 1,135.55 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/05 23:00 1,134.53 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 00:00 1,134.79 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 01:00 1,135.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 02:00 1,134.82 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 03:00 1,135.17 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/06 04:00 1,135.39 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 05:00 1,135.06 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 06:00 1,134.97 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 07:00 1,134.95 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 08:00 1,134.39 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 09:00 1,134.66 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 10:00 1,134.88 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 11:00 1,134.11 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 12:00 1,133.04 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 13:00 1,134.31 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 14:00 1,133.70 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 15:00 1,133.70 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 16:00 1,134.58 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 17:00 1,134.70 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/06 18:00 1,134.67 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 19:00 1,134.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 20:00 1,134.08 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 21:00 1,134.47 1,186.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/06 22:00 1,134.72 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/06 23:00 1,134.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 00:00 1,134.11 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 01:00 1,133.89 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 02:00 1,133.59 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 03:00 1,134.08 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 04:00 1,134.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 05:00 1,134.15 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 06:00 1,134.95 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 07:00 1,134.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 08:00 1,134.58 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 09:00 1,134.86 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 10:00 1,134.75 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 11:00 1,133.98 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 12:00 1,133.87 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/07 13:00 1,133.48 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/07 14:00 1,133.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 15:00 1,133.95 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/07 16:00 1,133.75 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 17:00 1,133.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 18:00 1,134.30 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/07 19:00 1,135.14 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 20:00 1,134.66 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/07 21:00 1,135.18 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 22:00 1,135.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/07 23:00 1,134.60 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 00:00 1,134.78 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/08 01:00 1,135.40 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 02:00 1,135.11 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 03:00 1,135.67 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 04:00 1,135.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 05:00 1,135.71 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/08 06:00 1,136.15 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 07:00 1,136.45 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 08:00 1,135.86 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 09:00 1,136.13 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/08 10:00 1,136.38 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 11:00 1,135.64 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 12:00 1,135.46 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 13:00 1,135.34 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 14:00 1,134.60 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 15:00 1,134.50 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 16:00 1,135.31 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 17:00 1,135.46 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 18:00 1,136.31 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/08 19:00 1,136.41 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 20:00 1,135.60 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/08 21:00 1,136.44 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/08 22:00 1,136.72 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/08 23:00 1,135.71 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 00:00 1,135.75 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 01:00 1,135.93 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 02:00 1,135.30 0.00 0.0 Loss of 1 hour due to time change from Standard Time to Daylight Saving Time
Unit 1 03/09 03:00 1,135.21 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 04:00 1,135.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 05:00 1,135.09 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 06:00 1,135.56 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/09 07:00 1,135.50 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 08:00 1,136.11 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 09:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 10:00 1,136.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 11:00 1,136.67 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/09 12:00 1,136.84 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 13:00 1,136.41 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 14:00 1,136.22 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 15:00 1,136.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 16:00 1,135.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 17:00 1,135.56 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 18:00 1,136.47 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 19:00 1,136.74 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 20:00 1,136.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 21:00 1,136.61 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/09 22:00 1,136.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/09 23:00 1,136.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 00:00 1,136.13 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 01:00 1,136.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 02:00 1,135.99 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 03:00 1,136.02 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 04:00 1,135.90 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 05:00 1,135.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 06:00 1,134.98 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 07:00 1,135.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 08:00 1,134.80 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 09:00 1,135.10 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 10:00 1,135.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 11:00 1,134.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 12:00 1,134.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 13:00 1,134.62 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 14:00 1,133.87 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 15:00 1,134.17 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 16:00 1,134.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 17:00 1,133.96 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 18:00 1,134.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 19:00 1,134.70 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 20:00 1,134.24 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 21:00 1,134.81 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/10 22:00 1,135.39 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/10 23:00 1,135.43 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 00:00 1,135.69 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/11 01:00 1,136.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 02:00 1,135.96 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 03:00 1,135.98 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/11 04:00 1,136.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 05:00 1,135.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 06:00 1,135.22 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 07:00 1,135.30 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 08:00 1,135.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 09:00 1,135.74 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/11 10:00 1,136.10 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 11:00 1,135.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 12:00 1,135.75 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 13:00 1,135.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 14:00 1,135.96 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 15:00 1,135.94 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/11 16:00 1,135.38 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 17:00 1,135.30 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 18:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 19:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 20:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 21:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 22:00 1,135.30 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/11 23:00 1,135.30 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 00:00 1,135.30 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 01:00 1,135.30 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 02:00 1,135.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 03:00 1,135.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 04:00 1,135.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 05:00 1,135.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 06:00 1,135.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 07:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 08:00 1,135.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 09:00 1,135.42 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 10:00 1,135.95 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 11:00 1,136.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 12:00 1,136.61 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 13:00 1,136.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 14:00 1,136.46 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 15:00 1,136.65 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 16:00 1,136.32 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 17:00 1,135.88 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 18:00 1,136.65 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 19:00 1,136.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 20:00 1,136.34 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/12 21:00 1,136.31 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/12 22:00 1,136.88 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/12 23:00 1,136.90 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 00:00 1,137.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 01:00 1,137.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 02:00 1,137.88 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 03:00 1,140.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 04:00 1,138.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 05:00 1,137.06 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 06:00 1,137.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 07:00 1,137.05 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/13 08:00 1,136.63 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 09:00 1,136.67 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/13 10:00 1,137.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 11:00 1,136.82 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 12:00 1,136.44 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 13:00 1,136.17 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 14:00 1,136.01 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 15:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 16:00 1,136.79 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/13 17:00 1,136.84 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 18:00 1,137.80 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 19:00 1,137.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 20:00 1,137.01 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 21:00 1,137.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 22:00 1,137.62 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/13 23:00 1,137.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 00:00 1,137.46 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 01:00 1,137.69 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 02:00 1,138.19 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/14 03:00 1,138.22 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 04:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 05:00 1,137.31 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 06:00 1,137.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 07:00 1,137.46 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 08:00 1,136.99 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/14 09:00 1,137.55 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/14 10:00 1,137.66 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 11:00 1,137.14 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 12:00 1,137.27 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 13:00 1,137.95 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 14:00 1,137.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 15:00 1,137.77 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 16:00 1,137.35 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 17:00 1,137.53 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/14 18:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 19:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 20:00 1,137.81 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 21:00 1,137.81 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/14 22:00 1,137.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/14 23:00 1,137.04 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/15 00:00 1,137.35 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 01:00 1,137.68 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 02:00 1,137.64 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 03:00 1,137.40 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/15 04:00 1,137.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 05:00 1,136.95 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/15 06:00 1,137.40 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/15 07:00 1,137.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 08:00 1,136.97 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 09:00 1,137.63 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 10:00 1,138.03 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 11:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 12:00 1,137.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 13:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 14:00 1,137.31 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/15 15:00 1,137.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 16:00 1,137.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 17:00 1,137.95 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 18:00 1,138.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 19:00 1,138.44 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 20:00 1,138.17 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 21:00 1,138.29 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/15 22:00 1,138.12 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/15 23:00 1,138.19 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/16 00:00 1,138.54 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 01:00 1,138.15 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 02:00 1,138.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 03:00 1,138.43 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 04:00 1,138.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 05:00 1,137.77 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 06:00 1,138.50 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 07:00 1,138.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 08:00 1,137.97 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 09:00 1,138.32 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 10:00 1,138.33 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 11:00 1,137.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 12:00 1,137.30 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/16 13:00 1,137.48 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 14:00 1,137.32 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 15:00 1,137.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 16:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 17:00 1,138.06 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/16 18:00 1,138.54 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/16 19:00 1,138.08 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 20:00 1,137.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 21:00 1,137.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 22:00 1,137.84 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/16 23:00 1,138.06 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/17 00:00 1,138.33 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/17 01:00 1,138.15 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 02:00 1,138.64 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 03:00 1,139.06 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 04:00 1,138.93 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 05:00 1,138.24 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 06:00 1,138.89 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/17 07:00 1,138.70 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/17 08:00 1,138.50 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 09:00 1,138.42 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/17 10:00 1,138.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 11:00 1,138.04 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/17 12:00 1,138.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 13:00 1,137.76 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 14:00 1,138.05 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 15:00 1,138.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 16:00 1,138.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 17:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 18:00 1,138.24 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 19:00 1,138.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 20:00 1,137.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 21:00 1,137.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 22:00 1,137.68 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/17 23:00 1,137.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 00:00 1,137.14 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 01:00 1,138.04 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 02:00 1,138.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 03:00 1,137.14 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 04:00 1,137.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 05:00 1,137.34 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 06:00 1,138.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 07:00 1,138.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 08:00 1,137.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 09:00 1,137.90 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/18 10:00 1,138.03 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 11:00 1,137.16 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 12:00 1,137.01 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 13:00 1,136.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 14:00 1,137.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 15:00 1,137.91 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 16:00 1,137.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 17:00 1,137.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 18:00 1,138.14 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/18 19:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 20:00 1,137.76 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/18 21:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/18 22:00 1,137.51 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/18 23:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 00:00 1,137.47 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 01:00 1,136.96 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 02:00 1,136.75 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 03:00 1,137.81 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 04:00 1,137.67 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 05:00 1,137.96 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 06:00 1,138.51 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 07:00 1,138.41 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 08:00 1,137.81 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 09:00 1,137.98 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 10:00 1,138.45 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 11:00 1,137.68 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 12:00 1,136.83 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 13:00 1,136.45 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 14:00 1,136.91 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 15:00 1,137.07 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 16:00 1,137.01 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 17:00 1,136.91 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 18:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 19:00 1,137.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 20:00 1,136.95 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/19 21:00 1,137.47 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/19 22:00 1,137.87 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/19 23:00 1,138.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 00:00 1,138.05 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 01:00 1,137.72 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 02:00 1,136.93 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/20 03:00 1,137.15 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/20 04:00 1,137.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 05:00 1,137.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 06:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 07:00 1,138.35 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 08:00 1,138.10 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 09:00 1,137.96 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/20 10:00 1,138.48 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 11:00 1,138.04 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 12:00 1,137.62 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/20 13:00 1,137.59 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/20 14:00 1,137.12 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 15:00 1,137.05 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 16:00 1,136.95 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 17:00 1,137.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 18:00 1,137.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 19:00 1,137.49 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 20:00 1,136.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 21:00 1,137.25 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 22:00 1,137.41 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/20 23:00 1,136.54 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 00:00 1,136.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 01:00 1,136.24 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 02:00 1,136.27 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 03:00 1,136.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 04:00 1,136.29 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/21 05:00 1,136.12 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/21 06:00 1,136.66 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/21 07:00 1,136.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 08:00 1,136.66 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/21 09:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 10:00 1,138.04 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 11:00 1,137.24 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 12:00 1,137.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 13:00 1,137.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 14:00 1,137.22 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 15:00 1,137.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 16:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 17:00 1,137.31 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/21 18:00 1,137.49 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 19:00 1,138.22 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/21 20:00 1,137.56 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 21:00 1,137.62 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/21 22:00 1,137.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/21 23:00 1,138.07 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 00:00 1,138.04 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 01:00 1,137.40 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/22 02:00 1,136.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 03:00 1,137.06 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 04:00 1,137.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 05:00 1,137.17 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 06:00 1,137.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 07:00 1,137.66 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 08:00 1,136.82 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 09:00 1,137.00 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/22 10:00 1,136.44 1,186.00 100.7 U1 Operating at full power on the grid.
Unit 1 03/22 11:00 1,136.53 1,186.00 100.8 U1 Operating at full power on the grid.
Unit 1 03/22 12:00 1,136.71 1,187.00 100.7 U1 Operating at full power on the grid.
Unit 1 03/22 13:00 1,136.61 1,187.00 100.8 U1 Operating at full power on the grid.
Unit 1 03/22 14:00 1,136.29 1,186.00 100.7 U1 Operating at full power on the grid.
Unit 1 03/22 15:00 1,136.86 1,187.00 100.8 U1 Operating at full power on the grid.
Unit 1 03/22 16:00 1,136.62 1,186.00 100.8 U1 Operating at full power on the grid.
Unit 1 03/22 17:00 1,136.12 1,187.00 100.7 U1 Operating at full power on the grid.
Unit 1 03/22 18:00 1,136.74 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/22 19:00 1,136.45 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 20:00 1,135.56 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 21:00 1,135.79 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 22:00 1,136.47 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/22 23:00 1,136.46 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 00:00 1,136.22 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/23 01:00 1,136.50 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 02:00 1,136.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 03:00 1,136.76 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 04:00 1,136.94 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/23 05:00 1,137.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 06:00 1,137.17 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 07:00 1,137.13 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/23 08:00 1,137.53 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 09:00 1,137.78 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/23 10:00 1,137.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 11:00 1,137.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 12:00 1,137.78 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/23 13:00 1,137.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 14:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 15:00 1,138.46 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 16:00 1,138.05 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 17:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 18:00 1,138.45 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 19:00 1,137.97 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 20:00 1,136.70 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/23 21:00 1,136.39 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 22:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/23 23:00 1,136.00 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/24 00:00 1,136.44 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/24 01:00 1,136.47 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 02:00 1,136.72 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 03:00 1,137.02 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 04:00 1,136.68 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 05:00 1,136.80 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 06:00 1,137.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 07:00 1,137.09 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 08:00 1,137.01 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 09:00 1,137.29 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/24 10:00 1,137.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 11:00 1,137.07 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 12:00 1,137.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 13:00 1,137.99 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/24 14:00 1,137.74 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/24 15:00 1,138.04 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 16:00 1,137.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 17:00 1,137.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 18:00 1,137.22 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 19:00 1,136.80 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 20:00 1,136.92 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 21:00 1,137.15 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/24 22:00 1,137.32 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/24 23:00 1,137.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 00:00 1,137.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 01:00 1,137.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 02:00 1,137.95 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 03:00 1,138.52 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 04:00 1,137.99 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 05:00 1,137.50 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 06:00 1,137.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 07:00 1,137.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 08:00 1,137.12 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 09:00 1,137.36 1,187.00 100.9 U1 Operating at full power on the grid.
Unit 1 03/25 10:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 11:00 1,137.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 12:00 1,136.81 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 13:00 1,136.47 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 14:00 1,136.23 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 15:00 1,136.51 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 16:00 1,137.09 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 17:00 1,137.32 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 18:00 1,137.39 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 19:00 1,137.30 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 20:00 1,136.85 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/25 21:00 1,137.52 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/25 22:00 1,138.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/25 23:00 1,137.29 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 00:00 1,137.49 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 01:00 1,137.25 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 02:00 1,135.81 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 03:00 1,136.62 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 04:00 1,137.63 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 05:00 1,137.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 06:00 1,137.38 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 07:00 1,137.62 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 08:00 1,137.48 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 09:00 1,137.62 1,188.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/26 10:00 1,137.02 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 11:00 1,137.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 12:00 1,137.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 13:00 1,136.90 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 14:00 1,136.70 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 15:00 1,137.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 16:00 1,137.39 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 17:00 1,137.11 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/26 18:00 1,137.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 19:00 1,138.07 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 20:00 1,137.39 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 21:00 1,137.27 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 22:00 1,137.53 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/26 23:00 1,137.07 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 00:00 1,137.05 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 01:00 1,136.88 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/27 02:00 1,136.74 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 03:00 1,136.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 04:00 1,136.39 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/27 05:00 1,136.84 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 06:00 1,136.99 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 07:00 1,136.58 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 08:00 1,136.50 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/27 09:00 1,137.05 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 10:00 1,136.90 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 11:00 1,137.12 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/27 12:00 1,137.44 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 13:00 1,137.16 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 14:00 1,137.08 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 15:00 1,137.97 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 16:00 1,137.54 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 17:00 1,136.74 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 18:00 1,137.55 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 19:00 1,138.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 20:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/27 21:00 1,137.70 1,188.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/27 22:00 1,138.17 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/27 23:00 1,138.08 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 00:00 1,138.20 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/28 01:00 1,138.57 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 02:00 1,138.04 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 03:00 1,137.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 04:00 1,138.09 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/28 05:00 1,138.10 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 06:00 1,138.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 07:00 1,138.59 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 08:00 1,138.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 09:00 1,138.48 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 10:00 1,138.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 11:00 1,138.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 12:00 1,138.32 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/28 13:00 1,137.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 14:00 1,138.17 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/28 15:00 1,138.51 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 16:00 1,138.14 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 17:00 1,137.87 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 18:00 1,138.29 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/28 19:00 1,138.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 20:00 1,138.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 21:00 1,138.66 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 22:00 1,138.91 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/28 23:00 1,139.28 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 00:00 1,139.75 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 01:00 1,139.73 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 02:00 1,139.28 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 03:00 1,139.60 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 04:00 1,139.15 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 05:00 1,138.62 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 06:00 1,139.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 07:00 1,139.21 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 08:00 1,138.90 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 09:00 1,139.30 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/29 10:00 1,139.32 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 11:00 1,138.81 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 12:00 1,139.30 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 13:00 1,139.75 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 14:00 1,139.21 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 15:00 1,138.95 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/29 16:00 1,139.01 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 17:00 1,138.59 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 18:00 1,138.66 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 19:00 1,139.33 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/29 20:00 1,138.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 21:00 1,138.20 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 22:00 1,138.51 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/29 23:00 1,138.40 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 00:00 1,138.48 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 01:00 1,138.13 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 02:00 1,138.37 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 03:00 1,138.59 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 04:00 1,138.60 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 05:00 1,138.61 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 06:00 1,138.81 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 07:00 1,138.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 08:00 1,138.04 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/30 09:00 1,139.11 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 10:00 1,139.07 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 11:00 1,138.42 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/30 12:00 1,138.15 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 13:00 1,138.15 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 14:00 1,138.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 15:00 1,138.65 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 16:00 1,138.46 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 17:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 18:00 1,139.11 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/30 19:00 1,138.87 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/30 20:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 21:00 1,138.64 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 03/30 22:00 1,138.64 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/30 23:00 1,138.59 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 00:00 1,138.91 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 01:00 1,138.48 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 02:00 1,139.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 03:00 1,139.22 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 04:00 1,138.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 05:00 1,138.37 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 06:00 1,138.92 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 07:00 1,138.80 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 08:00 1,138.33 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 09:00 1,138.45 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/31 10:00 1,138.79 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/31 11:00 1,138.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 12:00 1,138.45 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 13:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 14:00 1,138.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 15:00 1,138.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 16:00 1,138.09 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/31 17:00 1,137.95 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 03/31 18:00 1,138.37 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/31 19:00 1,138.22 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/31 20:00 1,136.93 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/31 21:00 1,136.68 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 03/31 22:00 1,137.16 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 03/31 23:00 1,137.31 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 Total March 845,657.38 882,009.00 ATS ISO Meter data appears to be AOK
Unit 1 04/01 00:00 1,137.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 01:00 1,137.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 02:00 1,137.52 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 03:00 1,138.17 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 04:00 1,138.59 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 05:00 1,138.61 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 06:00 1,138.55 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 07:00 1,138.34 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 08:00 1,138.13 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/01 09:00 1,138.30 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 10:00 1,138.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 11:00 1,138.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 12:00 1,138.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 13:00 1,138.43 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 14:00 1,139.58 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 15:00 1,140.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 16:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 17:00 1,137.40 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 18:00 1,138.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/01 19:00 1,137.87 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 20:00 1,137.74 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 21:00 1,137.68 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 22:00 1,137.98 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/01 23:00 1,137.76 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 00:00 1,137.51 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 01:00 1,136.94 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 02:00 1,137.06 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 03:00 1,137.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 04:00 1,137.39 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 05:00 1,137.60 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 06:00 1,138.12 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 07:00 1,138.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 08:00 1,137.78 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 09:00 1,138.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 10:00 1,138.06 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 11:00 1,137.34 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 12:00 1,137.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 13:00 1,137.42 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 14:00 1,136.77 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/02 15:00 1,136.88 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 16:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 17:00 1,136.27 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 18:00 1,136.26 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 19:00 1,136.26 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 20:00 1,136.30 1,188.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/02 21:00 1,136.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 22:00 1,136.05 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/02 23:00 1,136.86 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 00:00 1,137.59 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/03 01:00 1,137.51 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/03 02:00 1,136.44 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 03:00 1,136.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 04:00 1,136.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 05:00 1,136.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 06:00 1,136.83 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 07:00 1,137.36 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 08:00 1,136.96 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 09:00 1,137.07 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/03 10:00 1,137.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 11:00 1,137.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 12:00 1,137.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 13:00 1,137.47 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 14:00 1,137.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 15:00 1,137.31 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 16:00 1,136.82 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 17:00 1,137.19 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 18:00 1,137.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 19:00 1,136.90 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/03 20:00 1,137.10 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/03 21:00 1,137.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 22:00 1,137.27 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/03 23:00 1,137.43 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/04 00:00 1,137.29 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 01:00 1,137.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 02:00 1,138.08 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/04 03:00 1,138.01 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 04:00 1,137.78 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/04 05:00 1,137.92 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 06:00 1,137.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 07:00 1,138.47 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/04 08:00 1,138.61 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/04 09:00 1,138.83 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 10:00 1,138.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 11:00 1,138.49 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 12:00 1,138.02 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 13:00 1,137.37 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 14:00 1,137.55 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/04 15:00 1,137.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 16:00 1,137.54 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 17:00 1,137.84 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 18:00 1,138.44 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 19:00 1,138.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 20:00 1,138.32 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/04 21:00 1,138.86 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/04 22:00 1,139.01 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/04 23:00 1,138.65 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 00:00 1,138.56 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/05 01:00 1,138.69 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 02:00 1,138.40 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 03:00 1,138.04 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/05 04:00 1,137.51 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/05 05:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 06:00 1,137.94 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 07:00 1,137.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 08:00 1,138.00 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/05 09:00 1,138.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 10:00 1,137.88 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 11:00 1,138.30 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/05 12:00 1,138.22 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 13:00 1,137.90 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 14:00 1,138.01 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 15:00 1,137.95 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 16:00 1,136.54 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 17:00 1,136.74 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 18:00 1,136.65 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 19:00 1,137.22 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 20:00 1,136.97 1,187.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/05 21:00 1,136.50 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 22:00 1,136.68 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/05 23:00 1,137.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 00:00 1,137.07 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 01:00 1,136.76 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 02:00 1,137.10 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 03:00 1,136.61 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 04:00 1,136.20 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 05:00 1,136.70 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/06 06:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 07:00 1,136.53 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 08:00 1,136.52 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/06 09:00 1,136.56 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 10:00 1,136.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 11:00 1,136.71 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 12:00 1,136.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 13:00 1,136.06 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 14:00 1,136.38 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/06 15:00 1,136.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 16:00 1,136.20 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 17:00 1,136.12 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 18:00 1,136.78 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 19:00 1,136.94 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/06 20:00 1,136.77 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/06 21:00 1,137.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/06 22:00 1,137.38 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/06 23:00 1,137.34 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/07 00:00 1,137.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 01:00 1,137.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 02:00 1,136.96 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 03:00 1,136.60 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 04:00 1,136.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 05:00 1,136.70 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/07 06:00 1,136.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 07:00 1,136.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 08:00 1,136.31 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/07 09:00 1,136.50 1,186.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/07 10:00 1,137.16 1,187.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/07 11:00 1,137.45 1,187.00 100.3 U1 Operating at full power on the grid.
Unit 1 04/07 12:00 1,136.89 1,186.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/07 13:00 1,136.88 1,187.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/07 14:00 1,137.01 1,188.00 100.3 U1 Operating at full power on the grid.
Unit 1 04/07 15:00 1,137.01 1,187.00 100.3 U1 Operating at full power on the grid.
Unit 1 04/07 16:00 1,136.27 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 17:00 1,136.44 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 18:00 1,136.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 19:00 1,136.54 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 20:00 1,136.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 21:00 1,136.72 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/07 22:00 1,136.67 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/07 23:00 1,136.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 00:00 1,136.53 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 01:00 1,136.03 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 02:00 1,136.22 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 03:00 1,136.22 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 04:00 1,135.80 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 05:00 1,135.81 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 06:00 1,135.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 07:00 1,135.59 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 08:00 1,135.58 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 09:00 1,136.64 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 10:00 1,137.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 11:00 1,137.07 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 12:00 1,137.28 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 13:00 1,137.10 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 14:00 1,137.23 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 15:00 1,137.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 16:00 1,136.99 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 17:00 1,137.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 18:00 1,137.47 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/08 19:00 1,137.51 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/08 20:00 1,137.08 1,188.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/08 21:00 1,137.46 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 22:00 1,137.26 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/08 23:00 1,137.42 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 00:00 1,137.18 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 01:00 1,137.59 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 02:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 03:00 1,137.29 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 04:00 1,137.04 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 05:00 1,136.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 06:00 1,136.15 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 07:00 1,136.02 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 08:00 1,136.31 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 09:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 10:00 1,136.71 1,187.00 100.3 U1 Operating at full power on the grid.
Unit 1 04/09 11:00 1,136.46 1,187.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/09 12:00 1,136.19 1,187.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/09 13:00 1,136.31 1,186.00 100.2 U1 Operating at full power on the grid.
Unit 1 04/09 14:00 1,136.30 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 15:00 1,136.30 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 16:00 1,136.61 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 17:00 1,136.71 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 18:00 1,136.67 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 19:00 1,137.14 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 20:00 1,136.81 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 21:00 1,136.91 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/09 22:00 1,138.92 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/09 23:00 1,139.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 00:00 1,137.15 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 01:00 1,136.70 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/10 02:00 1,136.98 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 03:00 1,137.29 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/10 04:00 1,137.24 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 05:00 1,137.08 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 06:00 1,136.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 07:00 1,136.64 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/10 08:00 1,136.53 1,187.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 67 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/10 09:00 1,136.81 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 10:00 1,137.40 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/10 11:00 1,137.49 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 12:00 1,137.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 13:00 1,137.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 14:00 1,137.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 15:00 1,137.73 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 16:00 1,137.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 17:00 1,137.97 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 18:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 19:00 1,138.37 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 20:00 1,137.57 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 21:00 1,137.19 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/10 22:00 1,137.37 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/10 23:00 1,137.54 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 00:00 1,137.35 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 01:00 1,137.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 02:00 1,137.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 03:00 1,136.89 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 04:00 1,137.17 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 05:00 1,137.08 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 06:00 1,136.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 07:00 1,136.99 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 08:00 1,136.48 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 09:00 1,136.35 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 10:00 1,136.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 11:00 1,137.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 12:00 1,137.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 13:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 14:00 1,137.69 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/11 15:00 1,137.93 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 16:00 1,138.08 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 17:00 1,137.72 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/11 18:00 1,136.68 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 19:00 1,136.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 20:00 1,136.46 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/11 21:00 1,136.37 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/11 22:00 1,136.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/11 23:00 1,136.71 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 00:00 1,136.72 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 01:00 1,136.71 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 02:00 1,137.16 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 03:00 1,137.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 04:00 1,136.95 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 05:00 1,136.30 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 06:00 1,136.03 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 07:00 1,135.94 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 08:00 1,135.71 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 09:00 1,136.18 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 10:00 1,136.04 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 11:00 1,136.17 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 12:00 1,136.55 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 13:00 1,136.86 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/12 14:00 1,136.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 15:00 1,136.96 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 16:00 1,136.94 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 17:00 1,137.05 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 18:00 1,137.10 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 19:00 1,136.91 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 20:00 1,136.31 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/12 21:00 1,136.29 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/12 22:00 1,136.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/12 23:00 1,136.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 00:00 1,136.75 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 01:00 1,137.01 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 02:00 1,138.15 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 03:00 1,138.21 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 04:00 1,137.63 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 05:00 1,137.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 06:00 1,137.50 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 07:00 1,137.42 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 08:00 1,137.53 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/13 09:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 10:00 1,137.40 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 11:00 1,137.76 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/13 12:00 1,137.86 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 13:00 1,137.98 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 14:00 1,138.41 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 15:00 1,138.66 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 16:00 1,138.40 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 17:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 18:00 1,138.63 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/13 19:00 1,138.41 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 20:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 21:00 1,137.51 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/13 22:00 1,137.44 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/13 23:00 1,136.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 00:00 1,136.88 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 01:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 02:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 03:00 1,137.70 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/14 04:00 1,137.63 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 05:00 1,137.91 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 06:00 1,137.46 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 07:00 1,137.41 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 08:00 1,137.25 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 09:00 1,137.70 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/14 10:00 1,137.66 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 11:00 1,137.55 1,187.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/14 12:00 1,137.48 1,187.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/14 13:00 1,137.35 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/14 14:00 1,137.70 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/14 15:00 1,137.88 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 16:00 1,138.03 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 17:00 1,138.12 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 18:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 19:00 1,138.43 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 20:00 1,138.01 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/14 21:00 1,137.58 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 22:00 1,139.49 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/14 23:00 1,139.62 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 00:00 1,137.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 01:00 1,137.72 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/15 02:00 1,138.02 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/15 03:00 1,138.00 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 04:00 1,137.80 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/15 05:00 1,138.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 06:00 1,138.09 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 07:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 08:00 1,138.10 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/15 09:00 1,138.34 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 10:00 1,138.26 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 11:00 1,138.24 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 12:00 1,137.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 13:00 1,137.87 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 14:00 1,138.09 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 15:00 1,138.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 16:00 1,137.62 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 17:00 1,138.09 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 18:00 1,138.10 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 19:00 1,138.06 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/15 20:00 1,138.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 21:00 1,138.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/15 22:00 1,137.61 1,188.00 100.7 U1 Operating at full power on the grid.
Unit 1 04/15 23:00 1,137.27 1,189.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/16 00:00 1,137.00 1,185.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/16 01:00 1,137.37 1,187.00 100.7 U1 Operating at full power on the grid.
Unit 1 04/16 02:00 1,137.50 1,187.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/16 03:00 1,138.16 1,187.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/16 04:00 1,138.23 1,187.00 100.7 U1 Operating at full power on the grid.
Unit 1 04/16 05:00 1,137.90 1,187.00 100.7 U1 Operating at full power on the grid.
Unit 1 04/16 06:00 1,138.00 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 04/16 07:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 08:00 1,138.20 1,188.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/16 09:00 1,138.58 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 10:00 1,138.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 11:00 1,138.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 12:00 1,138.89 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/16 13:00 1,138.90 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 14:00 1,138.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 15:00 1,138.64 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/16 16:00 1,138.25 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 17:00 1,138.05 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 18:00 1,138.19 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/16 19:00 1,138.28 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 20:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 21:00 1,138.64 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 22:00 1,138.86 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/16 23:00 1,138.68 1,191.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 00:00 1,138.34 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 01:00 1,138.09 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 02:00 1,138.41 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/17 03:00 1,138.32 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 04:00 1,138.05 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 05:00 1,138.57 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 06:00 1,138.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 07:00 1,137.97 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 08:00 1,138.48 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 09:00 1,138.82 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 10:00 1,138.55 1,188.00 100.8 U1 Operating at full power on the grid.
Unit 1 04/17 11:00 1,138.59 1,188.00 100.8 U1 Operating at full power on the grid.
Unit 1 04/17 12:00 1,138.61 1,188.00 100.9 U1 Operating at full power on the grid.
Unit 1 04/17 13:00 1,138.54 1,188.00 100.9 U1 Operating at full power on the grid.
Unit 1 04/17 14:00 1,138.82 1,188.00 100.9 U1 Operating at full power on the grid.
Unit 1 04/17 15:00 1,115.43 1,187.00 100.9 U1 Operating at full power on the grid.
Unit 1 04/17 16:00 1,138.48 1,188.00 100.8 U1 Operating at full power on the grid.
Unit 1 04/17 17:00 1,139.15 1,188.00 100.9 U1 Operating at full power on the grid.
Unit 1 04/17 18:00 1,139.26 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 19:00 1,139.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/17 20:00 1,138.59 1,189.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 72 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/17 21:00 1,138.26 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/17 22:00 1,138.60 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/17 23:00 1,138.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 00:00 1,138.06 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 01:00 1,138.19 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 02:00 1,138.35 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 03:00 1,138.11 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 04:00 1,137.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 05:00 1,138.20 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 06:00 1,138.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 07:00 1,138.31 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 08:00 1,138.80 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 09:00 1,138.70 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 10:00 1,138.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 11:00 1,138.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 12:00 1,138.15 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 13:00 1,137.84 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 14:00 1,138.29 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 15:00 1,138.43 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/18 16:00 1,138.22 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 17:00 1,138.04 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 18:00 1,138.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 19:00 1,137.66 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 20:00 1,136.71 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 21:00 1,137.12 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 22:00 1,137.92 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/18 23:00 1,139.42 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 00:00 1,139.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 01:00 1,139.06 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 02:00 1,139.14 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 03:00 1,139.12 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 04:00 1,139.16 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 05:00 1,139.32 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 06:00 1,139.28 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/19 07:00 1,139.63 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 08:00 1,139.28 1,188.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/19 09:00 1,138.81 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 10:00 1,138.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 11:00 1,138.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 12:00 1,138.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 13:00 1,138.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 14:00 1,138.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 15:00 1,138.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 16:00 1,138.34 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 17:00 1,139.24 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 18:00 1,139.32 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 19:00 1,139.42 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/19 20:00 1,138.96 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 21:00 1,138.50 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 22:00 1,138.70 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/19 23:00 1,138.87 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 00:00 1,138.32 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/20 01:00 1,137.87 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 02:00 1,137.79 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 03:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 04:00 1,138.12 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 05:00 1,138.15 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 06:00 1,137.95 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 07:00 1,138.77 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 08:00 1,138.80 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 09:00 1,139.10 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 10:00 1,139.91 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 11:00 1,139.45 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 12:00 1,139.26 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 13:00 1,139.35 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/20 14:00 1,139.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 15:00 1,139.52 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 16:00 1,139.75 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 17:00 1,139.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 18:00 1,139.69 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 19:00 1,140.25 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 20:00 1,139.95 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/20 21:00 1,139.89 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 22:00 1,140.30 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/20 23:00 1,140.64 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 00:00 1,139.90 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 01:00 1,139.67 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 02:00 1,139.50 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 03:00 1,139.23 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 04:00 1,138.93 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 05:00 1,138.95 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 06:00 1,139.09 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/21 07:00 1,139.53 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 08:00 1,139.46 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 09:00 1,139.24 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 10:00 1,139.39 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 11:00 1,138.97 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 12:00 1,138.34 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 13:00 1,138.62 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 14:00 1,138.81 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 15:00 1,138.59 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 16:00 1,138.53 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/21 17:00 1,138.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 18:00 1,139.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 19:00 1,139.77 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 20:00 1,139.54 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/21 21:00 1,139.96 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 22:00 1,140.47 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/21 23:00 1,140.41 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 00:00 1,140.31 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 01:00 1,139.93 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 02:00 1,139.41 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 03:00 1,138.90 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 04:00 1,138.74 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 05:00 1,139.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 06:00 1,139.36 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 07:00 1,139.46 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 08:00 1,139.35 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/22 09:00 1,139.69 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 10:00 1,140.09 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 11:00 1,140.21 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 12:00 1,140.10 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/22 13:00 1,139.52 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 14:00 1,139.64 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 15:00 1,139.54 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/22 16:00 1,139.27 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 17:00 1,139.56 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 18:00 1,139.54 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 19:00 1,139.71 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/22 20:00 1,139.44 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 21:00 1,139.65 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 22:00 1,139.30 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/22 23:00 1,138.98 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/23 00:00 1,138.45 1,189.00 99.0 U1 Operating at full power on the grid.
Unit 1 04/23 01:00 1,137.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 02:00 1,136.99 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 03:00 1,135.96 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 04/23 04:00 1,136.61 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/23 05:00 1,137.31 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 06:00 1,137.07 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/23 07:00 1,137.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 08:00 1,137.45 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/23 09:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 10:00 1,139.09 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 11:00 1,139.65 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 12:00 1,138.44 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 13:00 1,138.40 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 14:00 1,139.00 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/23 15:00 1,139.20 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 16:00 1,138.98 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/23 17:00 1,139.09 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 18:00 1,139.36 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 19:00 1,139.44 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 20:00 1,139.20 1,189.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/23 21:00 1,140.04 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 22:00 1,140.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/23 23:00 1,139.67 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 00:00 1,138.81 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 01:00 1,138.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 02:00 1,138.40 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 03:00 1,139.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 04:00 1,138.71 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 05:00 1,138.25 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 06:00 1,137.77 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 07:00 1,138.02 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 08:00 1,138.19 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 09:00 1,138.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 10:00 1,138.47 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 11:00 1,138.95 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 12:00 1,139.21 1,191.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/24 13:00 1,139.52 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 14:00 1,138.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 15:00 1,138.22 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 16:00 1,138.21 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 17:00 1,138.10 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 18:00 1,138.27 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/24 19:00 1,139.12 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 20:00 1,138.86 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 21:00 1,138.43 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 22:00 1,139.12 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/24 23:00 1,138.17 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/25 00:00 1,138.96 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/25 01:00 1,139.11 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/25 02:00 1,139.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 03:00 1,138.69 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/25 04:00 1,138.05 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 05:00 1,138.35 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 06:00 1,138.34 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 07:00 1,138.25 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 08:00 1,138.55 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/25 09:00 1,139.13 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/25 10:00 1,139.22 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 11:00 1,139.37 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 12:00 1,139.34 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 13:00 1,139.41 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 14:00 1,139.11 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 15:00 1,139.19 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 16:00 1,138.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 17:00 1,139.28 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/25 18:00 1,139.72 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 19:00 1,139.52 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 20:00 1,139.66 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 21:00 1,139.80 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 22:00 1,139.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/25 23:00 1,139.44 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 00:00 1,139.01 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 01:00 1,139.00 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 02:00 1,138.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 03:00 1,138.52 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/26 04:00 1,137.89 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 05:00 1,138.12 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 06:00 1,137.62 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 07:00 1,138.01 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 08:00 1,138.51 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/26 09:00 1,138.40 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 10:00 1,138.64 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 11:00 1,139.17 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 12:00 1,139.04 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/26 13:00 1,138.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 14:00 1,139.25 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 15:00 1,139.23 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 16:00 1,139.31 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 17:00 1,139.53 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/26 18:00 1,139.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 19:00 1,139.98 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 20:00 1,139.70 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/26 21:00 1,139.38 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/26 22:00 1,139.18 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/26 23:00 1,139.08 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 00:00 1,138.81 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/27 01:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 02:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 03:00 1,137.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 04:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 05:00 1,138.09 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 06:00 1,138.36 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 07:00 1,138.04 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 08:00 1,137.79 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 09:00 1,138.15 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 10:00 1,137.93 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 11:00 1,138.45 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 12:00 1,138.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 13:00 1,139.06 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/27 14:00 1,138.87 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 15:00 1,139.19 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 16:00 1,138.81 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 17:00 1,138.75 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 18:00 1,139.18 1,190.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/27 19:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 20:00 1,138.27 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 21:00 1,138.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 22:00 1,138.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/27 23:00 1,138.89 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 00:00 1,138.70 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 01:00 1,138.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 02:00 1,138.60 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 03:00 1,137.77 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 04:00 1,136.98 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 05:00 1,137.38 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 06:00 1,137.24 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 07:00 1,137.06 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 08:00 1,137.00 1,187.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/28 09:00 1,136.71 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 10:00 1,136.38 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 11:00 1,136.85 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 12:00 1,137.35 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 13:00 1,137.51 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 14:00 1,137.83 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 15:00 1,137.90 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 16:00 1,138.20 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 17:00 1,138.78 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 18:00 1,138.20 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/28 19:00 1,138.38 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 20:00 1,138.04 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 21:00 1,137.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 22:00 1,138.09 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/28 23:00 1,140.74 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 00:00 1,140.37 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 01:00 1,138.56 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 02:00 1,138.42 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 03:00 1,138.70 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 04:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 05:00 1,138.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 06:00 1,138.85 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/29 07:00 1,138.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 08:00 1,138.30 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 09:00 1,138.69 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 10:00 1,138.39 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 11:00 1,138.19 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 12:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 13:00 1,137.91 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 14:00 1,138.85 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 15:00 1,138.54 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/29 16:00 1,138.23 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 17:00 1,138.42 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 18:00 1,138.61 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 19:00 1,138.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 20:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 04/29 21:00 1,138.15 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 22:00 1,138.21 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/29 23:00 1,138.48 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/30 00:00 1,138.51 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 01:00 1,138.99 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 02:00 1,138.60 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 03:00 1,138.85 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 04:00 1,139.15 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 05:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 06:00 1,138.59 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 07:00 1,138.50 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 08:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 09:00 1,138.70 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/30 10:00 1,138.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 11:00 1,139.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 12:00 1,139.23 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 13:00 1,139.22 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 04/30 14:00 1,139.52 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 15:00 1,139.65 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 16:00 1,139.39 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 17:00 1,139.82 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 04/30 18:00 1,139.69 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 19:00 1,139.49 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 20:00 1,139.15 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 21:00 1,138.20 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 22:00 1,138.00 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 04/30 23:00 1,138.94 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 Total April 819,352.30 855,340.00 ATS ISO Meter data appears to be AOK
Unit 1 05/01 00:00 1,138.73 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 01:00 1,139.08 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 02:00 1,139.44 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 03:00 1,139.60 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 04:00 1,139.92 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 05:00 1,139.74 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/01 06:00 1,139.15 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/01 07:00 1,139.34 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/01 08:00 1,138.40 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/01 09:00 1,138.77 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 10:00 1,139.28 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 11:00 1,139.55 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 12:00 1,139.83 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 13:00 1,139.58 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 14:00 1,139.86 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 15:00 1,140.04 1,189.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/01 16:00 1,139.90 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 17:00 1,139.90 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 18:00 1,140.31 1,190.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 19:00 1,140.10 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 20:00 1,139.12 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 21:00 1,139.64 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 22:00 1,139.54 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/01 23:00 1,139.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 00:00 1,138.29 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/02 01:00 1,138.70 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 02:00 1,138.55 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 03:00 1,138.53 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 04:00 1,139.07 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 05:00 1,139.06 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 06:00 1,139.20 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 07:00 1,139.64 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 08:00 1,139.26 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 09:00 1,139.11 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 10:00 1,138.56 1,189.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 11:00 1,138.07 1,188.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 12:00 1,138.31 1,188.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 13:00 1,138.09 1,187.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 14:00 1,137.06 1,187.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 15:00 1,137.14 1,187.00 100.8 U1 Operating at full power on the grid.
Unit 1 05/02 16:00 1,137.60 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 17:00 1,137.92 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 18:00 1,138.17 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/02 19:00 1,138.26 1,188.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/02 20:00 1,137.97 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/02 21:00 1,138.05 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/02 22:00 1,137.96 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/02 23:00 1,137.31 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 00:00 1,137.16 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 01:00 1,136.86 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 02:00 1,136.57 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 03:00 1,137.08 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 04:00 1,137.30 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 05:00 1,137.78 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 06:00 1,138.05 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 07:00 1,138.35 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 08:00 1,138.76 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 09:00 1,138.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 10:00 1,138.91 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 11:00 1,138.54 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 12:00 1,137.40 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 13:00 1,137.40 1,187.00 100.9 U1 Operating at full power on the grid.
Unit 1 05/03 14:00 1,137.07 1,188.00 100.9 U1 Operating at full power on the grid.
Unit 1 05/03 15:00 1,137.04 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 16:00 1,137.48 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/03 17:00 1,137.46 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 18:00 1,138.07 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 19:00 1,137.90 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 20:00 1,137.61 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/03 21:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/03 22:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/03 23:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 00:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 01:00 1,137.56 1,187.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 02:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 03:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 04:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 05:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 06:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 07:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/04 08:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 09:00 1,137.56 1,188.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 10:00 1,137.56 1,188.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 11:00 1,137.56 1,188.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 12:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 13:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 14:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 15:00 1,137.56 1,187.00 99.9 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/04 16:00 1,138.42 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 17:00 1,138.89 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/04 18:00 1,139.29 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 19:00 1,138.95 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 20:00 1,137.81 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 21:00 1,137.48 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 22:00 1,137.26 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/04 23:00 1,137.49 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 00:00 1,137.36 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 01:00 1,137.50 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 02:00 1,137.26 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 03:00 1,137.13 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 04:00 1,137.44 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 05:00 1,137.28 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 06:00 1,137.59 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 07:00 1,137.83 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 08:00 1,137.98 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 09:00 1,138.50 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 10:00 1,138.19 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 11:00 1,137.70 1,187.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/05 12:00 1,137.81 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/05 13:00 1,137.68 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 14:00 1,137.87 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 15:00 1,138.12 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 16:00 1,137.92 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 17:00 1,138.19 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 18:00 1,138.44 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/05 19:00 1,138.60 1,189.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/05 20:00 1,138.79 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/05 21:00 1,138.34 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/05 22:00 1,138.34 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/05 23:00 1,138.29 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 00:00 1,137.87 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/06 01:00 1,138.22 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 02:00 1,137.89 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/06 03:00 1,137.51 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/06 04:00 1,137.59 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 05:00 1,137.00 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 06:00 1,136.81 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 07:00 1,137.46 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 08:00 1,137.40 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 09:00 1,137.89 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/06 10:00 1,138.20 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 11:00 1,138.05 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 12:00 1,138.49 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 13:00 1,138.52 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 14:00 1,138.44 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 15:00 1,138.89 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 16:00 1,138.64 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 17:00 1,138.41 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 18:00 1,139.05 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 19:00 1,139.25 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 20:00 1,138.80 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 21:00 1,138.92 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/06 22:00 1,139.00 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/06 23:00 1,138.63 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 00:00 1,138.28 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 01:00 1,138.07 1,190.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/07 02:00 1,138.34 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 03:00 1,138.00 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 04:00 1,137.31 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 05:00 1,137.84 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 06:00 1,137.38 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 07:00 1,136.81 1,188.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/07 08:00 1,136.60 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 09:00 1,137.38 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 10:00 1,137.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 11:00 1,137.66 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 12:00 1,137.48 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/07 13:00 1,137.09 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/07 14:00 1,136.59 1,188.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 15:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 16:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 17:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 18:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 19:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 20:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 21:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 22:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/07 23:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 00:00 1,136.59 1,191.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 01:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 02:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 03:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 04:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 05:00 1,136.59 1,189.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 06:00 1,136.59 1,189.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 07:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 08:00 1,136.59 1,189.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 09:00 1,136.59 1,190.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 10:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 11:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 12:00 1,136.59 1,191.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 13:00 1,136.59 1,190.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 14:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 15:00 1,136.59 1,191.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 16:00 1,136.59 1,191.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 17:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 18:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 19:00 1,136.59 1,190.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/08 20:00 1,136.59 1,188.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 21:00 1,136.59 1,190.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 22:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/08 23:00 1,136.59 1,190.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 00:00 1,136.59 1,189.00 99.8 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 01:00 1,136.59 1,189.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 02:00 1,136.59 1,189.00 99.6 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 03:00 1,136.59 1,188.00 99.6 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 04:00 1,136.59 1,187.00 99.6 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 05:00 1,136.59 1,188.00 99.7 U1 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 1 05/09 06:00 1,136.72 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 07:00 1,137.44 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 08:00 1,137.31 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 09:00 1,137.29 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 10:00 1,137.51 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/09 11:00 1,138.11 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 12:00 1,137.83 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/09 13:00 1,137.68 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 14:00 1,137.83 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/09 15:00 1,138.20 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 16:00 1,137.82 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 17:00 1,137.81 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/09 18:00 1,138.10 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 19:00 1,137.94 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 20:00 1,137.55 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 21:00 1,137.46 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/09 22:00 1,137.94 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/09 23:00 1,137.81 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 00:00 1,137.53 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/10 01:00 1,137.48 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 02:00 1,137.92 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 03:00 1,137.80 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/10 04:00 1,137.30 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 05:00 1,136.90 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 06:00 1,137.22 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 07:00 1,136.86 1,188.00 99.6 U1 Operating at full power on the grid.

Unit-1 Gen 87 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/10 08:00 1,136.19 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 09:00 1,136.31 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 10:00 1,136.50 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 11:00 1,136.30 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 12:00 1,135.93 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/10 13:00 1,136.07 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 14:00 1,136.60 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 15:00 1,136.50 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 16:00 1,136.23 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 17:00 1,136.70 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 18:00 1,136.88 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/10 19:00 1,136.91 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 20:00 1,136.35 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 21:00 1,135.90 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 22:00 1,135.97 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/10 23:00 1,135.92 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 00:00 1,135.63 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 01:00 1,135.67 1,186.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 02:00 1,136.13 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 03:00 1,136.28 1,187.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 04:00 1,135.54 1,187.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 05:00 1,135.47 1,187.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 06:00 1,135.61 1,188.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 07:00 1,135.44 1,188.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 08:00 1,134.63 1,187.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 09:00 1,134.76 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 10:00 1,134.66 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 11:00 1,134.30 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 12:00 1,133.87 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 13:00 1,134.30 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 14:00 1,134.22 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 15:00 1,134.05 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 16:00 1,134.56 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 17:00 1,133.22 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/11 18:00 1,131.73 1,182.00 99.3 U1 Operating at full power on the grid.
Unit 1 05/11 19:00 1,131.73 1,182.00 99.3 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/11 20:00 1,130.13 1,182.00 99.2 U1 Operating at full power on the grid.
Unit 1 05/11 21:00 1,130.16 1,183.00 99.2 U1 Operating at full power on the grid.
Unit 1 05/11 22:00 1,132.07 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/11 23:00 1,118.68 1,184.00 99.5 23:30 Unit 1 Commenced ramp-down to 55% for Tunnel Cleaning.
Unit 1 05/12 00:00 976.91 1,094.00 99.3 U1 ramp-down in progress
Unit 1 05/12 01:00 781.63 907.00 78.7 U1 ramp-down in progress
Unit 1 05/12 02:00 617.78 705.00 62.7 02:30 Ramp-down complete at 58.2%, 650 Mw.
Unit 1 05/12 03:00 566.85 592.00 57.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 04:00 559.06 602.00 57.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 05:00 557.46 601.00 57.4 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 06:00 552.49 593.00 56.8 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 07:00 553.00 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 08:00 556.33 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 09:00 554.91 597.00 57.2 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 10:00 552.59 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 11:00 552.20 593.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 12:00 550.23 593.00 57.2 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 13:00 550.44 590.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 14:00 549.51 590.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 15:00 549.78 591.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 16:00 551.48 594.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 17:00 550.08 591.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 18:00 551.55 591.00 56.8 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 19:00 553.19 596.00 57.2 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 20:00 551.89 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 21:00 551.39 591.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 22:00 553.77 594.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/12 23:00 554.50 592.00 56.6 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 00:00 551.96 592.00 56.6 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 01:00 534.58 580.00 57.3 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 02:00 550.37 578.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 03:00 552.89 593.00 56.6 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 04:00 554.43 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 05:00 551.95 592.00 56.5 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 06:00 554.01 596.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 07:00 552.93 593.00 56.7 U1 holding at reduced power for tunnel cleaning.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/13 08:00 551.37 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 09:00 551.63 593.00 56.5 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 10:00 551.77 594.00 56.8 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 11:00 551.40 591.00 56.7 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 12:00 552.12 591.00 56.8 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 13:00 553.00 595.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 14:00 552.23 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 15:00 552.17 594.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 16:00 552.56 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 17:00 552.34 593.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 18:00 553.06 594.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 19:00 553.30 595.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 20:00 552.46 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 21:00 553.09 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 22:00 552.35 595.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/13 23:00 552.08 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 00:00 552.43 593.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 01:00 565.57 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 02:00 589.42 640.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 03:00 589.09 639.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 04:00 579.82 637.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 05:00 557.41 600.00 56.8 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 06:00 557.40 599.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 07:00 557.12 598.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 08:00 555.87 597.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 09:00 555.47 597.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 10:00 554.57 596.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 11:00 554.50 595.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 12:00 554.61 595.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 13:00 555.91 596.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 14:00 556.96 597.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 15:00 556.46 597.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 16:00 555.46 596.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 17:00 556.95 597.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 18:00 557.85 598.00 57.2 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 19:00 558.19 598.00 57.1 U1 holding at reduced power for tunnel cleaning.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/14 20:00 557.92 599.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 21:00 554.54 598.00 57.2 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 22:00 553.04 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/14 23:00 552.99 595.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 00:00 553.39 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 01:00 553.49 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 02:00 553.86 594.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 03:00 553.92 594.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 04:00 553.86 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 05:00 554.66 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 06:00 554.63 596.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 07:00 553.20 595.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 08:00 553.30 594.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 09:00 552.89 594.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 10:00 553.50 593.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 11:00 554.09 595.00 56.9 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 12:00 554.97 596.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 13:00 551.73 594.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 14:00 550.86 590.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 15:00 551.89 592.00 57.0 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 16:00 552.38 593.00 57.1 U1 holding at reduced power for tunnel cleaning.
Unit 1 05/15 17:00 591.67 640.00 57.1 17:36 Unit 1 started ramp-up to full power.
Unit 1 05/15 18:00 666.19 673.00 59.0 U1 ramping up to full power
Unit 1 05/15 19:00 829.45 808.00 68.7 U1 ramping up to full power
Unit 1 05/15 20:00 1,007.74 997.00 82.8 U1 ramping up to full power
Unit 1 05/15 21:00 1,116.14 1,153.00 97.2 21:33 Unit 1 ramp-up to full power completed.
Unit 1 05/15 22:00 1,130.11 1,182.00 99.3 U1 Operating at full power on the grid.
Unit 1 05/15 23:00 1,130.05 1,182.00 99.2 U1 Operating at full power on the grid.
Unit 1 05/16 00:00 1,127.06 1,182.00 99.3 U1 Operating at full power on the grid.
Unit 1 05/16 01:00 1,121.60 1,176.00 98.8 U1 Operating at full power on the grid.
Unit 1 05/16 02:00 1,119.29 1,171.00 98.5 U1 Operating at full power on the grid.
Unit 1 05/16 03:00 1,129.10 1,174.00 98.6 U1 Operating at full power on the grid.
Unit 1 05/16 04:00 1,138.53 1,189.00 99.9 U1 Operating at full power on the grid.
Unit 1 05/16 05:00 1,131.02 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/16 06:00 1,127.60 1,179.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 07:00 1,131.32 1,181.00 99.3 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/16 08:00 1,132.74 1,184.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/16 09:00 1,133.37 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/16 10:00 1,132.89 1,184.00 101.2 U1 Operating at full power on the grid.
Unit 1 05/16 11:00 1,130.11 1,181.00 100.1 U1 Operating at full power on the grid.
Unit 1 05/16 12:00 1,127.98 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 05/16 13:00 1,129.82 1,181.00 101.1 U1 Operating at full power on the grid.
Unit 1 05/16 14:00 1,130.29 1,182.00 101.2 U1 Operating at full power on the grid.
Unit 1 05/16 15:00 1,130.41 1,182.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 16:00 1,129.89 1,181.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 17:00 1,136.03 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/16 18:00 1,137.28 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/16 19:00 1,134.31 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/16 20:00 1,132.47 1,184.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 21:00 1,132.23 1,184.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 22:00 1,131.65 1,184.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/16 23:00 1,130.79 1,183.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/17 00:00 1,131.05 1,182.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/17 01:00 1,131.78 1,184.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/17 02:00 1,132.63 1,184.00 99.4 U1 Operating at full power on the grid.
Unit 1 05/17 03:00 1,133.22 1,184.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/17 04:00 1,133.20 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/17 05:00 1,133.16 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 06:00 1,133.27 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/17 07:00 1,132.37 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/17 08:00 1,131.14 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/17 09:00 1,132.95 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 10:00 1,134.13 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 11:00 1,135.33 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 12:00 1,135.39 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 13:00 1,135.20 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 14:00 1,135.89 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 15:00 1,135.20 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 16:00 1,135.26 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 17:00 1,136.10 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 18:00 1,135.62 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/17 19:00 1,135.45 1,187.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/17 20:00 1,135.50 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/17 21:00 1,135.29 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 22:00 1,135.24 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/17 23:00 1,134.78 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 00:00 1,134.79 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 01:00 1,134.13 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 02:00 1,133.55 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 03:00 1,133.63 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 04:00 1,133.51 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 05:00 1,134.17 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 06:00 1,134.58 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 07:00 1,135.45 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 08:00 1,135.90 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 09:00 1,136.49 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 10:00 1,136.86 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 11:00 1,136.52 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 12:00 1,135.99 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 13:00 1,135.72 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 14:00 1,136.31 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 15:00 1,136.18 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 16:00 1,136.09 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 17:00 1,136.12 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 18:00 1,136.73 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 19:00 1,136.96 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 20:00 1,136.91 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/18 21:00 1,136.67 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 22:00 1,136.72 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/18 23:00 1,136.85 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 00:00 1,136.54 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 01:00 1,136.49 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 02:00 1,136.40 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/19 03:00 1,136.56 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/19 04:00 1,136.26 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/19 05:00 1,135.96 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/19 06:00 1,135.75 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/19 07:00 1,136.18 1,186.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/19 08:00 1,136.59 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 09:00 1,136.29 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/19 10:00 1,136.30 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 11:00 1,136.80 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 12:00 1,136.82 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 13:00 1,135.99 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 14:00 1,136.40 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 15:00 1,136.69 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 16:00 1,136.28 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 17:00 1,136.50 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 18:00 1,136.59 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 19:00 1,136.85 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 20:00 1,137.47 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 21:00 1,137.98 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 22:00 1,138.00 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/19 23:00 1,137.91 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 00:00 1,137.80 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 01:00 1,137.49 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 02:00 1,137.50 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 03:00 1,137.49 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 04:00 1,136.86 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 05:00 1,136.44 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 06:00 1,136.69 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 07:00 1,137.15 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 08:00 1,137.04 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 09:00 1,137.62 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 10:00 1,136.84 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 11:00 1,135.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 12:00 1,135.71 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 13:00 1,136.73 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 14:00 1,136.79 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 15:00 1,136.96 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 16:00 1,137.02 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 17:00 1,137.06 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 18:00 1,137.40 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 19:00 1,136.93 1,189.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/20 20:00 1,135.75 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 21:00 1,136.24 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/20 22:00 1,136.64 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/20 23:00 1,136.40 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 00:00 1,135.65 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 01:00 1,135.61 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 02:00 1,135.08 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/21 03:00 1,135.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 04:00 1,135.49 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 05:00 1,135.89 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 06:00 1,136.36 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 07:00 1,137.11 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/21 08:00 1,137.02 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 09:00 1,137.68 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 10:00 1,137.44 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 11:00 1,137.08 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 12:00 1,136.58 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 13:00 1,136.08 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 14:00 1,136.31 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 15:00 1,136.70 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 16:00 1,136.59 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 17:00 1,135.85 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 18:00 1,136.01 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 19:00 1,135.69 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 20:00 1,136.06 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 21:00 1,135.56 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 22:00 1,136.03 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/21 23:00 1,135.95 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/22 00:00 1,135.86 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 01:00 1,136.22 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 02:00 1,135.82 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 03:00 1,136.01 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 04:00 1,136.29 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 05:00 1,136.47 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 06:00 1,137.14 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/22 07:00 1,137.63 1,189.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/22 08:00 1,137.76 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 09:00 1,138.11 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 10:00 1,138.11 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 11:00 1,138.36 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 12:00 1,138.26 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 13:00 1,138.00 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 14:00 1,137.70 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 15:00 1,138.09 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 16:00 1,137.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 17:00 1,137.00 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 18:00 1,137.23 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 19:00 1,137.44 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 20:00 1,137.09 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 21:00 1,137.56 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 22:00 1,137.70 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/22 23:00 1,137.51 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 00:00 1,137.51 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 01:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 02:00 1,137.48 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 03:00 1,137.44 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 04:00 1,136.94 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 05:00 1,137.32 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 06:00 1,136.83 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 07:00 1,136.91 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 08:00 1,136.70 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 09:00 1,136.96 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 10:00 1,137.18 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 11:00 1,136.98 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 12:00 1,137.32 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 13:00 1,137.36 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 14:00 1,136.19 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 15:00 1,136.31 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 16:00 1,135.34 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 17:00 1,134.41 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 18:00 1,134.61 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 19:00 1,134.63 1,186.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/23 20:00 1,133.73 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/23 21:00 1,133.91 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 22:00 1,134.20 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/23 23:00 1,134.60 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 00:00 1,134.65 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 01:00 1,133.96 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 02:00 1,133.84 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 03:00 1,134.16 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 04:00 1,133.54 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 05:00 1,133.61 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 06:00 1,133.37 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 07:00 1,133.31 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 08:00 1,133.15 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 09:00 1,133.54 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 10:00 1,133.11 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 11:00 1,133.64 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 12:00 1,133.81 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/24 13:00 1,133.48 1,185.00 99.5 U1 Operating at full power on the grid.
Unit 1 05/24 14:00 1,133.04 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 15:00 1,133.26 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 16:00 1,133.18 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 17:00 1,133.46 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 18:00 1,133.36 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 19:00 1,132.92 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 20:00 1,133.21 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 21:00 1,134.00 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 22:00 1,133.87 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/24 23:00 1,133.81 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/25 00:00 1,133.84 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/25 01:00 1,133.13 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 02:00 1,133.19 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/25 03:00 1,133.21 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 04:00 1,133.45 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 05:00 1,133.46 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 06:00 1,133.26 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 07:00 1,133.78 1,185.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/25 08:00 1,133.59 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 09:00 1,133.75 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 10:00 1,133.51 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 11:00 1,133.09 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 12:00 1,133.24 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 13:00 1,133.45 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/25 14:00 1,134.18 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 15:00 1,134.69 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 16:00 1,134.65 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 17:00 1,135.15 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 18:00 1,135.15 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 19:00 1,134.15 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 20:00 1,134.66 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 21:00 1,133.37 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/25 22:00 1,133.92 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/25 23:00 1,133.93 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 00:00 1,133.85 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/26 01:00 1,134.74 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 02:00 1,134.60 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 03:00 1,134.26 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/26 04:00 1,134.62 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 05:00 1,134.70 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 06:00 1,134.73 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 07:00 1,134.95 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/26 08:00 1,135.05 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 09:00 1,135.22 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 10:00 1,135.65 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 11:00 1,135.24 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 12:00 1,134.66 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 13:00 1,134.19 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/26 14:00 1,135.26 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 15:00 1,135.75 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 16:00 1,135.53 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 17:00 1,135.49 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 18:00 1,135.45 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 19:00 1,135.91 1,187.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/26 20:00 1,135.76 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 21:00 1,135.51 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/26 22:00 1,137.01 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/26 23:00 1,137.08 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/27 00:00 1,136.30 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/27 01:00 1,134.81 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 02:00 1,134.84 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 03:00 1,134.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 04:00 1,135.12 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 05:00 1,135.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 06:00 1,135.71 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 07:00 1,136.06 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 08:00 1,136.20 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 09:00 1,136.09 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 10:00 1,136.22 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 05/27 11:00 1,136.30 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 12:00 1,135.63 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/27 13:00 1,135.30 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 14:00 1,135.20 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 15:00 1,135.60 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 16:00 1,136.26 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 17:00 1,136.14 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 18:00 1,135.98 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/27 19:00 1,136.73 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 20:00 1,136.61 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/27 21:00 1,136.19 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/27 22:00 1,136.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/27 23:00 1,136.27 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 00:00 1,135.54 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 01:00 1,135.72 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 02:00 1,135.40 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 03:00 1,135.17 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 04:00 1,135.68 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 05:00 1,135.30 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 06:00 1,135.11 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 07:00 1,135.48 1,186.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/28 08:00 1,135.02 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 09:00 1,135.09 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 10:00 1,134.74 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 11:00 1,133.81 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 12:00 1,132.82 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 13:00 1,133.34 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 14:00 1,133.70 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 15:00 1,134.06 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 16:00 1,134.91 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 17:00 1,135.11 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 18:00 1,135.08 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 19:00 1,135.92 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/28 20:00 1,135.14 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 21:00 1,134.70 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 22:00 1,135.32 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/28 23:00 1,135.51 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 00:00 1,135.45 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 01:00 1,135.12 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 02:00 1,134.89 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 03:00 1,135.52 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 04:00 1,135.58 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 05:00 1,135.42 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 06:00 1,135.96 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 07:00 1,136.16 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 08:00 1,135.69 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 09:00 1,135.68 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 10:00 1,135.94 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 11:00 1,135.65 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 12:00 1,134.87 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 13:00 1,135.07 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 14:00 1,135.16 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 15:00 1,135.25 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 16:00 1,135.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 17:00 1,135.79 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 18:00 1,135.78 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 19:00 1,136.37 1,188.00 99.7 U1 Operating at full power on the grid.

Unit-1 Gen 100 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/29 20:00 1,136.09 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 21:00 1,135.35 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/29 22:00 1,135.60 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/29 23:00 1,135.31 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 00:00 1,134.90 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/30 01:00 1,134.52 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 02:00 1,134.48 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 03:00 1,135.04 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 04:00 1,135.05 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 05:00 1,135.80 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/30 06:00 1,136.45 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 05/30 07:00 1,136.52 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 08:00 1,136.48 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 09:00 1,137.00 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 10:00 1,136.74 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 11:00 1,136.19 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 12:00 1,136.40 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 13:00 1,136.50 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/30 14:00 1,136.20 1,188.00 100.5 U1 Operating at full power on the grid.
Unit 1 05/30 15:00 1,135.66 1,187.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 16:00 1,136.08 1,187.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 17:00 1,136.59 1,188.00 100.5 U1 Operating at full power on the grid.
Unit 1 05/30 18:00 1,136.50 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 19:00 1,137.11 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 20:00 1,137.10 1,187.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 21:00 1,136.80 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 22:00 1,137.22 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/30 23:00 1,137.02 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 00:00 1,136.56 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 01:00 1,136.15 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 02:00 1,135.50 1,186.00 100.3 U1 Operating at full power on the grid.
Unit 1 05/31 03:00 1,135.85 1,187.00 100.3 U1 Operating at full power on the grid.
Unit 1 05/31 04:00 1,135.75 1,187.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 05:00 1,136.50 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 06:00 1,136.40 1,188.00 100.1 U1 Operating at full power on the grid.
Unit 1 05/31 07:00 1,137.25 1,188.00 100.4 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 05/31 08:00 1,137.55 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 05/31 09:00 1,136.99 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 05/31 10:00 1,136.80 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 05/31 11:00 1,137.00 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 05/31 12:00 1,136.70 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 05/31 13:00 1,136.30 1,187.00 100.5 U1 Operating at full power on the grid.
Unit 1 05/31 14:00 1,136.47 1,188.00 100.4 U1 Operating at full power on the grid.
Unit 1 05/31 15:00 1,136.86 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 16:00 1,136.60 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 17:00 1,136.30 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 18:00 1,136.74 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 19:00 1,137.24 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 20:00 1,136.88 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 21:00 1,136.38 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 22:00 1,137.12 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 05/31 23:00 1,136.88 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 Total May 792,783.83 829,886.00 ISO METER DATA INACCURATE.  SOME DATA POINTS NOT REPORTED.  SEE ABOVE.
Unit 1 06/01 00:00 1,136.17 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 01:00 1,135.69 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 02:00 1,135.84 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 03:00 1,136.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 04:00 1,136.50 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 05:00 1,136.01 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 06:00 1,136.51 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 07:00 1,136.95 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 08:00 1,137.02 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 09:00 1,136.93 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 10:00 1,137.48 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 11:00 1,137.12 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 12:00 1,136.62 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/01 13:00 1,136.65 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/01 14:00 1,137.24 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 15:00 1,136.56 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 16:00 1,136.71 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 17:00 1,136.96 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 18:00 1,136.59 1,188.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/01 19:00 1,136.94 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 20:00 1,137.22 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 21:00 1,136.86 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 22:00 1,137.08 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/01 23:00 1,136.82 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/02 00:00 1,136.32 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 01:00 1,135.86 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 02:00 1,135.88 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 03:00 1,136.00 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 04:00 1,135.80 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/02 05:00 1,136.12 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/02 06:00 1,136.50 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 07:00 1,137.05 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 08:00 1,136.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 09:00 1,137.38 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 10:00 1,137.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 11:00 1,137.46 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 12:00 1,137.70 1,189.00 100.8 U1 Operating at full power on the grid.
Unit 1 06/02 13:00 1,137.51 1,189.00 100.7 U1 Operating at full power on the grid.
Unit 1 06/02 14:00 1,137.29 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 06/02 15:00 1,137.59 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 06/02 16:00 1,137.49 1,188.00 100.6 U1 Operating at full power on the grid.
Unit 1 06/02 17:00 1,137.18 1,189.00 100.7 U1 Operating at full power on the grid.
Unit 1 06/02 18:00 1,137.04 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/02 19:00 1,137.71 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 20:00 1,137.65 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 21:00 1,137.18 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/02 22:00 1,137.39 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/02 23:00 1,137.82 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 00:00 1,137.49 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/03 01:00 1,137.56 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/03 02:00 1,137.59 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 03:00 1,137.16 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 04:00 1,137.16 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 05:00 1,137.05 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 06:00 1,136.87 1,189.00 99.7 U1 Operating at full power on the grid.

Unit-1 Gen 103 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/03 07:00 1,137.67 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 08:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 09:00 1,137.81 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 10:00 1,137.70 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/03 11:00 1,138.11 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 12:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 13:00 1,137.72 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 14:00 1,137.50 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 15:00 1,137.35 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 16:00 1,136.93 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 17:00 1,137.16 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 18:00 1,137.06 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 19:00 1,136.88 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 20:00 1,137.40 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 21:00 1,137.51 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 22:00 1,137.95 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/03 23:00 1,138.49 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 00:00 1,138.26 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 01:00 1,138.04 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 02:00 1,138.09 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 03:00 1,137.55 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 04:00 1,137.37 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 05:00 1,137.44 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 06:00 1,137.40 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 07:00 1,137.35 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 08:00 1,138.13 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 09:00 1,138.11 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 10:00 1,137.62 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 11:00 1,137.90 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 12:00 1,138.50 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 13:00 1,138.86 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 14:00 1,138.86 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 15:00 1,138.72 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 16:00 1,137.81 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 17:00 1,137.34 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 18:00 1,137.55 1,190.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/04 19:00 1,137.78 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 20:00 1,137.04 1,190.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 21:00 1,137.32 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/04 22:00 1,138.13 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/04 23:00 1,137.92 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 00:00 1,137.48 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 01:00 1,137.81 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 02:00 1,137.59 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 03:00 1,137.03 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 04:00 1,136.70 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 05:00 1,136.80 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 06:00 1,137.07 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 07:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 08:00 1,137.48 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/05 09:00 1,137.45 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 10:00 1,137.01 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 11:00 1,138.00 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/05 12:00 1,137.97 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 13:00 1,137.78 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/05 14:00 1,138.07 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 15:00 1,138.41 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/05 16:00 1,138.00 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 17:00 1,137.90 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 18:00 1,137.89 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 19:00 1,137.41 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 20:00 1,137.25 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 21:00 1,137.88 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 22:00 1,138.50 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/05 23:00 1,138.33 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 00:00 1,138.00 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 01:00 1,138.21 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/06 02:00 1,138.24 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 03:00 1,137.75 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 04:00 1,137.80 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 05:00 1,137.46 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 06:00 1,136.70 1,189.00 99.7 U1 Operating at full power on the grid.

Unit-1 Gen 105 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/06 07:00 1,136.69 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 08:00 1,137.12 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 09:00 1,137.37 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 10:00 1,137.82 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 11:00 1,140.10 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/06 12:00 1,139.99 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 13:00 1,140.37 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 14:00 1,140.99 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/06 15:00 1,140.99 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 16:00 1,140.62 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 17:00 1,140.34 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 18:00 1,140.34 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 19:00 1,140.53 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 20:00 1,140.42 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/06 21:00 1,140.56 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/06 22:00 1,141.10 1,189.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/06 23:00 1,141.07 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 00:00 1,140.93 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 01:00 1,141.52 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 02:00 1,141.28 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 03:00 1,140.74 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 04:00 1,139.92 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 05:00 1,139.90 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 06:00 1,139.82 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 07:00 1,139.79 1,188.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/07 08:00 1,140.29 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 09:00 1,139.69 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 10:00 1,139.39 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 11:00 1,140.01 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 12:00 1,138.97 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/07 13:00 1,137.77 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 14:00 1,138.39 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 15:00 1,138.49 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 16:00 1,138.07 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 17:00 1,137.43 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 18:00 1,137.45 1,189.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/07 19:00 1,137.46 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 20:00 1,136.91 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 21:00 1,136.91 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 22:00 1,137.53 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/07 23:00 1,137.87 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 00:00 1,137.89 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 01:00 1,138.70 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 02:00 1,138.79 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 03:00 1,138.50 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 04:00 1,137.64 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 05:00 1,137.54 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 06:00 1,137.25 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 07:00 1,137.22 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 08:00 1,137.30 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 09:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 10:00 1,137.48 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 11:00 1,137.21 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 12:00 1,137.40 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 13:00 1,137.18 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 14:00 1,137.51 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 15:00 1,137.70 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 16:00 1,138.33 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 17:00 1,138.48 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 18:00 1,138.19 1,190.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 19:00 1,137.60 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/08 20:00 1,137.31 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 21:00 1,136.89 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/08 22:00 1,137.60 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/08 23:00 1,137.55 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 00:00 1,137.81 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 01:00 1,137.07 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 02:00 1,137.81 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 03:00 1,137.84 1,189.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 04:00 1,137.68 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 05:00 1,136.99 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 06:00 1,137.05 1,188.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/09 07:00 1,136.85 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 08:00 1,136.39 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 09:00 1,136.81 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 10:00 1,136.80 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 11:00 1,136.71 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 12:00 1,136.50 1,189.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 13:00 1,135.00 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 14:00 1,134.86 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 15:00 1,134.71 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 16:00 1,135.21 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 17:00 1,135.68 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 18:00 1,135.66 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 19:00 1,136.01 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 20:00 1,135.98 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 21:00 1,136.33 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/09 22:00 1,137.60 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/09 23:00 1,136.39 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 00:00 1,134.96 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 01:00 1,134.35 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 02:00 1,135.41 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 03:00 1,135.78 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 04:00 1,135.99 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 05:00 1,136.21 1,188.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/10 06:00 1,135.78 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 07:00 1,135.21 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 08:00 1,134.38 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 09:00 1,135.38 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 10:00 1,135.05 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 11:00 1,134.09 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 12:00 1,133.70 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 13:00 1,134.00 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 14:00 1,133.74 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 15:00 1,132.90 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 16:00 1,132.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 17:00 1,132.59 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/10 18:00 1,132.98 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/10 19:00 1,133.46 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 20:00 1,134.08 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 21:00 1,134.46 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/10 22:00 1,134.14 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/10 23:00 1,134.08 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/11 00:00 1,133.62 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 01:00 1,133.89 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 02:00 1,133.82 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 03:00 1,134.42 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 04:00 1,134.71 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/11 05:00 1,134.69 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 06:00 1,134.41 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 07:00 1,133.73 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 08:00 1,133.72 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 09:00 1,133.46 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 10:00 1,133.21 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/11 11:00 1,133.24 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 12:00 1,133.61 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/11 13:00 1,133.57 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 14:00 1,133.83 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 15:00 1,134.54 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 16:00 1,134.44 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/11 17:00 1,134.76 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 18:00 1,135.64 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 19:00 1,136.35 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 20:00 1,135.53 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 21:00 1,135.30 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 22:00 1,135.21 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/11 23:00 1,135.44 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 00:00 1,135.26 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 01:00 1,134.88 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 02:00 1,134.90 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 03:00 1,134.80 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/12 04:00 1,134.45 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 05:00 1,134.57 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/12 06:00 1,134.22 1,187.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/12 07:00 1,133.70 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 08:00 1,133.59 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 09:00 1,134.00 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 10:00 1,134.11 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 11:00 1,133.59 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 12:00 1,132.99 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 13:00 1,133.12 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/12 14:00 1,132.80 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 15:00 1,132.49 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 16:00 1,132.81 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 17:00 1,133.85 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 18:00 1,134.45 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/12 19:00 1,134.59 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 20:00 1,134.24 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 21:00 1,134.00 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/12 22:00 1,133.26 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/12 23:00 1,132.56 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 00:00 1,131.91 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/13 01:00 1,132.10 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 02:00 1,132.19 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 03:00 1,132.25 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 04:00 1,131.96 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 05:00 1,131.64 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/13 06:00 1,131.97 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 07:00 1,132.36 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 08:00 1,132.15 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 09:00 1,132.38 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 10:00 1,132.36 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 11:00 1,132.22 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 12:00 1,132.16 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 13:00 1,132.72 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 14:00 1,132.38 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 15:00 1,131.84 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 16:00 1,132.05 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 17:00 1,132.88 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 18:00 1,133.07 1,184.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/13 19:00 1,132.22 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 20:00 1,131.46 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/13 21:00 1,131.29 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/13 22:00 1,130.93 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/13 23:00 1,130.30 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 00:00 1,129.81 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 01:00 1,130.14 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 02:00 1,129.86 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 03:00 1,129.98 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 04:00 1,129.55 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 05:00 1,130.21 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 06:00 1,130.00 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 07:00 1,130.27 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 08:00 1,130.81 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/14 09:00 1,131.50 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 10:00 1,131.69 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 11:00 1,131.26 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 12:00 1,131.05 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 13:00 1,131.41 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 14:00 1,130.46 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 15:00 1,130.46 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 16:00 1,130.94 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 17:00 1,131.40 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 18:00 1,131.38 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 19:00 1,131.66 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 20:00 1,132.61 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 21:00 1,132.93 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/14 22:00 1,132.44 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/14 23:00 1,131.99 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 00:00 1,131.88 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 01:00 1,131.62 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 02:00 1,131.09 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 03:00 1,131.50 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 04:00 1,131.53 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 05:00 1,131.60 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 06:00 1,132.38 1,184.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/15 07:00 1,132.58 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 08:00 1,132.59 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 09:00 1,132.73 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 10:00 1,133.21 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 11:00 1,132.91 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 12:00 1,132.18 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 13:00 1,132.08 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 14:00 1,132.55 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 15:00 1,132.74 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 16:00 1,132.83 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 17:00 1,134.11 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 18:00 1,134.09 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 19:00 1,133.97 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/15 20:00 1,134.32 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 21:00 1,134.47 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 22:00 1,134.35 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/15 23:00 1,133.85 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 00:00 1,133.46 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 01:00 1,133.69 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 02:00 1,133.43 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 03:00 1,133.00 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 04:00 1,133.37 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 05:00 1,133.53 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 06:00 1,133.76 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 07:00 1,134.00 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 08:00 1,134.45 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 09:00 1,135.06 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 10:00 1,134.94 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 11:00 1,134.65 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 12:00 1,134.35 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 13:00 1,134.36 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 14:00 1,133.62 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 15:00 1,133.39 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 16:00 1,134.27 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 17:00 1,134.25 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 18:00 1,134.24 1,185.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/16 19:00 1,135.10 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 20:00 1,135.12 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 21:00 1,134.99 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/16 22:00 1,135.30 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/16 23:00 1,135.27 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 00:00 1,134.66 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 01:00 1,134.00 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 02:00 1,134.11 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 03:00 1,133.78 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 04:00 1,133.24 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 05:00 1,133.77 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 06:00 1,134.87 1,187.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/17 07:00 1,134.70 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 08:00 1,134.13 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 09:00 1,134.69 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 10:00 1,134.93 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 11:00 1,134.30 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 12:00 1,134.15 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 13:00 1,133.70 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 14:00 1,133.00 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 15:00 1,132.83 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/17 16:00 1,132.97 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 17:00 1,133.01 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 18:00 1,133.53 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 19:00 1,134.25 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 20:00 1,134.56 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 21:00 1,134.30 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 22:00 1,134.34 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/17 23:00 1,134.54 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 00:00 1,133.64 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 01:00 1,131.93 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 02:00 1,131.86 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/18 03:00 1,132.93 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 04:00 1,132.79 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 05:00 1,132.89 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 06:00 1,132.70 1,184.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/18 07:00 1,132.19 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 08:00 1,131.83 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 09:00 1,131.61 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 10:00 1,131.32 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 11:00 1,131.50 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 12:00 1,131.31 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 13:00 1,132.06 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 14:00 1,133.18 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 15:00 1,133.60 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 16:00 1,134.08 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 17:00 1,134.55 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 18:00 1,134.61 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/18 19:00 1,134.94 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 20:00 1,134.79 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 21:00 1,134.97 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 22:00 1,135.61 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/18 23:00 1,135.55 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 00:00 1,135.35 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 01:00 1,135.28 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 02:00 1,135.41 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 03:00 1,135.00 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/19 04:00 1,134.67 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 05:00 1,134.61 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 06:00 1,134.76 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 07:00 1,134.43 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 08:00 1,134.11 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 09:00 1,134.60 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/19 10:00 1,134.78 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 11:00 1,133.82 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/19 12:00 1,133.81 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 13:00 1,132.83 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 14:00 1,133.61 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/19 15:00 1,133.36 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 16:00 1,133.66 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/19 17:00 1,134.02 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 18:00 1,133.59 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/19 19:00 1,133.70 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 20:00 1,134.58 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 21:00 1,134.86 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 22:00 1,134.88 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/19 23:00 1,135.01 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/20 00:00 1,134.75 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 01:00 1,134.25 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 02:00 1,133.95 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 03:00 1,133.34 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 04:00 1,132.50 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 05:00 1,132.45 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 06:00 1,132.73 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 07:00 1,133.31 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 08:00 1,133.22 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 09:00 1,133.53 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 10:00 1,132.81 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/20 11:00 1,132.62 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 12:00 1,132.48 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 13:00 1,133.11 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 14:00 1,132.50 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 15:00 1,132.17 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 16:00 1,131.41 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 17:00 1,131.41 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 18:00 1,133.04 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 19:00 1,133.63 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 20:00 1,134.19 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 21:00 1,134.59 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/20 22:00 1,133.24 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/20 23:00 1,133.30 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 00:00 1,133.08 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 01:00 1,132.91 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 02:00 1,133.49 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 03:00 1,133.56 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 04:00 1,133.14 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 05:00 1,132.59 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 06:00 1,133.09 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/21 07:00 1,133.70 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 08:00 1,133.78 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 09:00 1,133.10 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 10:00 1,131.67 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 11:00 1,131.64 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 12:00 1,131.28 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 13:00 1,131.10 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 14:00 1,131.56 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 15:00 1,132.41 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 06/21 16:00 1,132.64 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 17:00 1,133.14 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 18:00 1,132.55 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 19:00 1,132.53 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 20:00 1,131.58 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 21:00 1,130.26 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/21 22:00 1,130.32 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/21 23:00 1,131.22 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 00:00 1,131.50 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 01:00 1,131.34 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 02:00 1,131.39 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 03:00 1,131.56 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 04:00 1,131.97 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 05:00 1,131.90 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 06:00 1,132.27 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 07:00 1,132.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 08:00 1,132.31 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 09:00 1,133.00 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 10:00 1,132.90 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 11:00 1,132.70 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 12:00 1,133.30 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 13:00 1,133.48 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 14:00 1,133.46 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 15:00 1,133.65 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 16:00 1,133.94 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 17:00 1,133.89 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 18:00 1,134.24 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/22 19:00 1,134.49 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/22 20:00 1,134.12 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 21:00 1,133.70 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 22:00 1,134.45 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/22 23:00 1,134.14 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 00:00 1,133.86 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 01:00 1,133.51 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 02:00 1,133.95 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 03:00 1,133.63 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 04:00 1,133.47 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 05:00 1,133.57 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 06:00 1,133.52 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 07:00 1,133.57 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 08:00 1,134.00 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 09:00 1,134.11 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 10:00 1,134.23 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 11:00 1,134.27 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 12:00 1,133.32 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 13:00 1,133.60 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 14:00 1,133.05 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 15:00 1,132.49 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 16:00 1,132.74 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 17:00 1,133.96 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 18:00 1,134.19 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 19:00 1,134.22 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/23 20:00 1,134.96 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 21:00 1,135.90 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 22:00 1,136.16 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/23 23:00 1,136.87 1,188.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 00:00 1,136.74 1,187.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 01:00 1,136.50 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 02:00 1,136.82 1,187.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 03:00 1,138.81 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 04:00 1,136.29 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 05:00 1,134.76 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 06:00 1,134.67 1,186.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/24 07:00 1,135.47 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 08:00 1,135.41 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 09:00 1,135.35 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 10:00 1,135.11 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 11:00 1,135.05 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 12:00 1,135.30 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/24 13:00 1,135.32 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 14:00 1,134.87 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 15:00 1,134.51 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 16:00 1,133.87 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 17:00 1,133.81 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 18:00 1,134.96 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 19:00 1,135.21 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 20:00 1,134.99 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 21:00 1,134.68 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 22:00 1,134.67 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/24 23:00 1,134.00 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 00:00 1,133.98 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 01:00 1,133.76 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 02:00 1,134.11 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 03:00 1,134.34 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 04:00 1,134.61 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 05:00 1,135.01 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 06:00 1,134.56 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 07:00 1,133.80 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 08:00 1,134.46 1,186.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 09:00 1,134.51 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 10:00 1,134.68 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 11:00 1,135.21 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 12:00 1,135.02 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 13:00 1,134.96 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 14:00 1,134.64 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 15:00 1,135.00 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 16:00 1,135.20 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 17:00 1,135.09 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 18:00 1,135.53 1,186.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/25 19:00 1,135.50 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 20:00 1,135.03 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 21:00 1,134.46 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/25 22:00 1,134.58 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/25 23:00 1,134.57 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 00:00 1,134.08 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 01:00 1,134.71 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 02:00 1,134.55 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 03:00 1,134.34 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 04:00 1,134.00 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 05:00 1,134.47 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 06:00 1,134.35 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 07:00 1,133.50 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 08:00 1,134.00 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 09:00 1,134.14 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 10:00 1,134.03 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 11:00 1,134.00 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 12:00 1,134.41 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 13:00 1,134.50 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 14:00 1,134.07 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 15:00 1,134.36 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 16:00 1,134.16 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 17:00 1,133.70 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 18:00 1,133.50 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 19:00 1,133.74 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 20:00 1,133.61 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/26 21:00 1,133.11 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 22:00 1,133.37 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/26 23:00 1,132.73 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 00:00 1,132.04 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 01:00 1,131.66 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 02:00 1,131.19 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 03:00 1,131.84 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 04:00 1,132.50 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 05:00 1,133.14 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 06:00 1,132.94 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/27 07:00 1,133.01 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 08:00 1,132.90 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 09:00 1,133.00 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 10:00 1,132.74 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 11:00 1,132.05 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 12:00 1,131.83 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 13:00 1,132.15 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 14:00 1,131.99 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 15:00 1,131.86 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 16:00 1,131.88 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 17:00 1,132.66 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 18:00 1,132.48 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 19:00 1,132.91 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 20:00 1,132.80 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 21:00 1,132.18 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/27 22:00 1,131.94 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/27 23:00 1,131.49 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 00:00 1,131.04 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 01:00 1,130.71 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 02:00 1,131.16 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 03:00 1,131.29 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 04:00 1,131.30 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 05:00 1,131.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 06:00 1,131.79 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 07:00 1,131.97 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 08:00 1,131.89 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 09:00 1,132.57 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 10:00 1,132.85 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 11:00 1,132.68 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 12:00 1,132.44 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 13:00 1,132.91 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 14:00 1,131.73 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 15:00 1,131.61 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 16:00 1,131.96 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 17:00 1,132.23 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/28 18:00 1,132.07 1,183.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/28 19:00 1,131.48 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 20:00 1,130.99 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/28 21:00 1,131.19 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/28 22:00 1,130.69 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/28 23:00 1,130.26 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 00:00 1,129.79 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 01:00 1,129.94 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 02:00 1,130.12 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 03:00 1,130.44 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 04:00 1,130.89 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/29 05:00 1,130.88 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 06:00 1,131.40 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 07:00 1,132.15 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 08:00 1,132.37 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/29 09:00 1,132.79 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 10:00 1,133.00 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 11:00 1,132.91 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 12:00 1,132.35 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 13:00 1,130.34 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 14:00 1,129.65 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/29 15:00 1,129.96 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 16:00 1,130.35 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 17:00 1,131.57 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 06/29 18:00 1,132.07 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 19:00 1,131.90 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 20:00 1,132.04 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 21:00 1,132.14 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 22:00 1,131.70 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/29 23:00 1,131.60 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 00:00 1,131.18 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 01:00 1,131.29 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 02:00 1,131.49 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 03:00 1,131.20 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 04:00 1,131.49 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 05:00 1,131.61 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 06:00 1,131.62 1,183.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 06/30 07:00 1,132.26 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 08:00 1,133.06 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 09:00 1,133.05 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 10:00 1,132.35 1,182.00 100.8 U1 Operating at full power on the grid.
Unit 1 06/30 11:00 1,132.45 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/30 12:00 1,131.94 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 13:00 1,130.87 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 14:00 1,130.63 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/30 15:00 1,131.15 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/30 16:00 1,130.19 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 17:00 1,130.11 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 18:00 1,130.11 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 19:00 1,130.11 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 20:00 1,130.11 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 06/30 21:00 1,130.11 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 22:00 1,132.97 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 06/30 23:00 1,133.52 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 Total June 816,878.96 853,506.00 ATS ISO Meter data appears to be AOK
Unit 1 07/01 00:00 1,133.31 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/01 01:00 1,133.18 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/01 02:00 1,133.35 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 03:00 1,133.10 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 04:00 1,133.33 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/01 05:00 1,133.64 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 06:00 1,133.78 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 07:00 1,133.47 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 08:00 1,133.56 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/01 09:00 1,134.19 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 10:00 1,134.11 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/01 11:00 1,133.70 1,184.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 12:00 1,134.19 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/01 13:00 1,133.97 1,184.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 14:00 1,133.02 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/01 15:00 1,133.31 1,183.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 16:00 1,133.31 1,185.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 17:00 1,133.21 1,184.00 101.1 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/01 18:00 1,133.56 1,183.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 19:00 1,134.24 1,184.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/01 20:00 1,134.00 1,184.00 101.3 U1 Operating at full power on the grid.
Unit 1 07/01 21:00 1,133.42 1,183.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/01 22:00 1,133.65 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/01 23:00 1,133.05 1,182.00 100.9 U1 Operating at full power on the grid.
Unit 1 07/02 00:00 1,132.18 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 01:00 1,132.13 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 02:00 1,131.60 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 03:00 1,131.20 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 04:00 1,131.49 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 05:00 1,132.09 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 06:00 1,132.01 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 07:00 1,132.46 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 08:00 1,132.94 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 09:00 1,133.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 10:00 1,132.88 1,183.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/02 11:00 1,133.78 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/02 12:00 1,133.50 1,183.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/02 13:00 1,133.09 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/02 14:00 1,133.01 1,184.00 101.1 U1 Operating at full power on the grid.
Unit 1 07/02 15:00 1,133.81 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 16:00 1,133.89 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 17:00 1,133.83 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 18:00 1,132.99 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 19:00 1,132.91 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 20:00 1,133.16 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 21:00 1,133.64 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/02 22:00 1,134.27 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/02 23:00 1,134.28 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 00:00 1,134.22 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 01:00 1,134.30 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 02:00 1,134.65 1,186.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 03:00 1,136.45 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 04:00 1,135.49 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 05:00 1,133.25 1,184.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/03 06:00 1,133.06 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 07:00 1,133.59 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 08:00 1,134.11 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 09:00 1,133.89 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 10:00 1,133.73 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 11:00 1,134.04 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 12:00 1,134.29 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 13:00 1,134.18 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 14:00 1,132.70 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 15:00 1,132.40 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 16:00 1,130.72 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 17:00 1,129.58 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 18:00 1,130.70 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 19:00 1,133.06 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 20:00 1,132.55 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 21:00 1,133.52 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/03 22:00 1,133.89 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/03 23:00 1,133.83 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 00:00 1,133.48 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 01:00 1,134.22 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 02:00 1,133.64 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 03:00 1,133.17 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 04:00 1,133.65 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 05:00 1,132.87 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 06:00 1,132.37 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 07:00 1,131.99 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 08:00 1,132.86 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/04 09:00 1,133.77 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/04 10:00 1,133.89 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 11:00 1,134.19 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 12:00 1,134.58 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 13:00 1,134.14 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 14:00 1,132.89 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 15:00 1,131.45 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 16:00 1,131.00 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 17:00 1,131.37 1,181.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/04 18:00 1,132.80 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 19:00 1,131.45 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 20:00 1,132.22 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 21:00 1,132.88 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 22:00 1,134.27 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/04 23:00 1,133.92 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 00:00 1,133.46 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 01:00 1,133.34 1,185.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 02:00 1,132.96 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 03:00 1,133.20 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 04:00 1,132.45 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 05:00 1,131.76 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/05 06:00 1,131.94 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 07:00 1,131.91 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 08:00 1,131.40 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 09:00 1,131.80 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 10:00 1,132.78 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 11:00 1,133.47 1,184.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/05 12:00 1,133.81 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 13:00 1,133.80 1,184.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/05 14:00 1,133.63 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 15:00 1,133.00 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/05 16:00 1,133.36 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 17:00 1,133.40 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/05 18:00 1,133.20 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 19:00 1,133.64 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 20:00 1,132.13 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 21:00 1,132.81 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 22:00 1,133.92 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/05 23:00 1,133.02 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 00:00 1,132.29 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 01:00 1,133.05 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 02:00 1,132.93 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 03:00 1,132.59 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 04:00 1,132.81 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 05:00 1,132.59 1,181.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/06 06:00 1,132.50 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 07:00 1,131.99 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 08:00 1,131.81 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 09:00 1,131.80 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 10:00 1,130.95 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 11:00 1,130.98 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 12:00 1,130.98 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 13:00 1,131.25 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 14:00 1,131.45 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 15:00 1,131.94 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 16:00 1,131.85 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 17:00 1,131.18 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 18:00 1,131.59 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 19:00 1,131.21 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 20:00 1,131.10 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 21:00 1,130.89 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/06 22:00 1,131.67 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/06 23:00 1,132.96 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 00:00 1,132.90 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 01:00 1,132.80 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 02:00 1,133.17 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 03:00 1,133.48 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 04:00 1,133.46 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/07 05:00 1,133.10 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/07 06:00 1,132.86 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 07:00 1,132.92 1,185.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/07 08:00 1,132.14 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/07 09:00 1,131.46 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 10:00 1,131.11 1,181.00 101.6 U1 Operating at full power on the grid.
Unit 1 07/07 11:00 1,131.09 1,181.00 101.5 U1 Operating at full power on the grid.
Unit 1 07/07 12:00 1,130.86 1,182.00 101.4 U1 Operating at full power on the grid.
Unit 1 07/07 13:00 1,131.45 1,182.00 101.4 U1 Operating at full power on the grid.
Unit 1 07/07 14:00 1,131.70 1,182.00 101.5 U1 Operating at full power on the grid.
Unit 1 07/07 15:00 1,131.40 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 16:00 1,130.66 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 17:00 1,129.89 1,181.00 99.6 U1 Operating at full power on the grid.

Unit-1 Gen 126 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/07 18:00 1,129.83 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 19:00 1,131.00 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 20:00 1,130.94 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 21:00 1,129.76 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 22:00 1,129.68 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/07 23:00 1,129.30 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/08 00:00 1,131.26 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 01:00 1,130.30 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 02:00 1,128.43 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 03:00 1,129.11 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 04:00 1,129.50 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 05:00 1,128.41 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 06:00 1,127.86 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 07:00 1,128.64 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 08:00 1,129.16 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 09:00 1,129.17 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 10:00 1,128.21 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 11:00 1,127.54 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 12:00 1,127.38 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 13:00 1,128.00 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 14:00 1,128.01 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 15:00 1,128.06 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 16:00 1,128.53 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 17:00 1,128.55 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 18:00 1,129.07 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 19:00 1,129.72 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 20:00 1,130.01 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 21:00 1,129.62 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 22:00 1,129.90 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/08 23:00 1,129.21 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 00:00 1,128.99 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 01:00 1,128.92 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 02:00 1,128.96 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 03:00 1,129.50 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 04:00 1,129.76 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 05:00 1,129.99 1,180.00 99.5 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/09 06:00 1,130.40 1,182.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 07:00 1,130.84 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 08:00 1,130.54 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/09 09:00 1,128.44 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/09 10:00 1,127.83 1,178.00 101.4 U1 Operating at full power on the grid.
Unit 1 07/09 11:00 1,127.26 1,178.00 101.2 U1 Operating at full power on the grid.
Unit 1 07/09 12:00 1,127.06 1,179.00 101.5 U1 Operating at full power on the grid.
Unit 1 07/09 13:00 1,127.46 1,178.00 101.7 U1 Operating at full power on the grid.
Unit 1 07/09 14:00 1,128.17 1,178.00 101.7 U1 Operating at full power on the grid.
Unit 1 07/09 15:00 1,127.92 1,179.00 101.7 U1 Operating at full power on the grid.
Unit 1 07/09 16:00 1,126.56 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 17:00 1,127.69 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 18:00 1,129.17 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 19:00 1,130.30 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 20:00 1,129.83 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 21:00 1,129.95 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 22:00 1,128.29 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/09 23:00 1,127.52 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 00:00 1,127.98 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 01:00 1,128.75 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 02:00 1,128.99 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 03:00 1,129.61 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 04:00 1,129.19 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 05:00 1,129.20 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 06:00 1,127.85 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 07:00 1,127.13 1,178.00 101.9 U1 Operating at full power on the grid.
Unit 1 07/10 08:00 1,126.80 1,178.00 101.6 U1 Operating at full power on the grid.
Unit 1 07/10 09:00 1,126.75 1,178.00 102.1 U1 Operating at full power on the grid.
Unit 1 07/10 10:00 1,128.20 1,179.00 101.7 U1 Operating at full power on the grid.
Unit 1 07/10 11:00 1,128.48 1,180.00 101.6 U1 Operating at full power on the grid.
Unit 1 07/10 12:00 1,127.90 1,179.00 102.0 U1 Operating at full power on the grid.
Unit 1 07/10 13:00 1,127.28 1,179.00 101.8 U1 Operating at full power on the grid.
Unit 1 07/10 14:00 1,126.90 1,178.00 101.3 U1 Operating at full power on the grid.
Unit 1 07/10 15:00 1,127.62 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 16:00 1,127.08 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/10 17:00 1,127.06 1,178.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/10 18:00 1,127.41 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/10 19:00 1,128.21 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 20:00 1,128.58 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 21:00 1,127.93 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/10 22:00 1,127.04 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/10 23:00 1,126.85 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 00:00 1,127.16 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 01:00 1,127.47 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 02:00 1,127.98 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 03:00 1,127.45 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 04:00 1,126.17 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 05:00 1,125.69 1,176.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 06:00 1,125.60 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 07:00 1,126.24 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 08:00 1,127.12 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 09:00 1,127.63 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 10:00 1,128.06 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 11:00 1,128.28 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 12:00 1,128.37 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 13:00 1,128.16 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 14:00 1,126.95 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 15:00 1,127.39 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 16:00 1,127.45 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 17:00 1,127.54 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 18:00 1,126.74 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 19:00 1,125.75 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 20:00 1,125.42 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 21:00 1,125.82 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/11 22:00 1,126.01 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/11 23:00 1,126.50 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 00:00 1,126.13 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 01:00 1,125.55 1,177.00 99.3 U1 Operating at full power on the grid.
Unit 1 07/12 02:00 1,126.30 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 03:00 1,126.90 1,177.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 04:00 1,127.39 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 05:00 1,127.96 1,179.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/12 06:00 1,127.55 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 07:00 1,127.01 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 08:00 1,126.05 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 09:00 1,126.16 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 10:00 1,126.95 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 11:00 1,126.53 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 12:00 1,124.69 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 13:00 1,125.14 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 14:00 1,124.64 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 15:00 1,125.13 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 16:00 1,126.31 1,176.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 17:00 1,127.90 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 18:00 1,127.80 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 19:00 1,127.16 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 20:00 1,127.27 1,178.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/12 21:00 1,127.90 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/12 22:00 1,127.97 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/12 23:00 1,128.41 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 00:00 1,128.41 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 01:00 1,127.94 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 02:00 1,127.60 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 03:00 1,127.71 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 04:00 1,128.45 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 05:00 1,127.75 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 06:00 1,127.21 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 07:00 1,126.62 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 08:00 1,126.38 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 09:00 1,127.44 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 10:00 1,128.52 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 11:00 1,126.32 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 12:00 1,124.51 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 13:00 1,124.90 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 14:00 1,125.81 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 15:00 1,126.71 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 16:00 1,127.09 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 17:00 1,127.18 1,179.00 99.6 U1 Operating at full power on the grid.

Unit-1 Gen 130 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/13 18:00 1,127.61 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 19:00 1,128.33 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 20:00 1,128.33 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 21:00 1,127.90 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/13 22:00 1,128.20 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/13 23:00 1,127.71 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 00:00 1,127.02 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/14 01:00 1,126.76 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 02:00 1,126.77 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 03:00 1,126.98 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 04:00 1,126.82 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 05:00 1,127.14 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 06:00 1,128.93 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 07:00 1,129.93 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 08:00 1,130.17 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 09:00 1,130.31 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 10:00 1,130.09 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 11:00 1,130.30 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 12:00 1,128.79 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 13:00 1,128.39 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 14:00 1,128.01 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 15:00 1,128.34 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 16:00 1,129.35 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 17:00 1,129.86 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 18:00 1,129.30 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/14 19:00 1,129.23 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 20:00 1,128.62 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 21:00 1,128.59 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 22:00 1,129.21 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/14 23:00 1,129.21 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 00:00 1,129.26 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 01:00 1,128.69 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 02:00 1,128.15 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 03:00 1,128.24 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 04:00 1,128.27 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 05:00 1,128.01 1,179.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/15 06:00 1,128.79 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 07:00 1,129.45 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 08:00 1,130.27 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 09:00 1,131.00 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 10:00 1,130.90 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 11:00 1,130.45 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 12:00 1,130.37 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 13:00 1,129.78 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 14:00 1,129.64 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 15:00 1,129.94 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 16:00 1,130.94 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 17:00 1,131.98 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 18:00 1,132.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 19:00 1,131.84 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 20:00 1,132.21 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/15 21:00 1,132.91 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 22:00 1,133.10 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/15 23:00 1,131.95 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 00:00 1,130.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 01:00 1,130.55 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 02:00 1,129.89 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 03:00 1,128.89 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/16 04:00 1,129.75 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/16 05:00 1,130.54 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 06:00 1,130.19 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 07:00 1,130.75 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 08:00 1,131.30 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 09:00 1,131.91 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 10:00 1,131.87 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 11:00 1,132.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 12:00 1,132.24 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 13:00 1,131.67 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 14:00 1,130.96 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 15:00 1,131.46 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 16:00 1,131.81 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 17:00 1,131.73 1,182.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/16 18:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 19:00 1,131.73 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/16 20:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 21:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 22:00 1,131.73 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/16 23:00 1,131.73 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 00:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 01:00 1,131.73 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 02:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 03:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 04:00 1,131.73 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/17 05:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 06:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 07:00 1,131.73 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/17 08:00 1,131.73 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 09:00 1,131.26 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 10:00 1,131.34 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 11:00 1,132.10 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/17 12:00 1,131.80 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/17 13:00 1,131.08 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 14:00 1,131.15 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 15:00 1,130.30 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 16:00 1,129.80 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 17:00 1,130.52 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 18:00 1,130.83 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 19:00 1,131.03 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 20:00 1,131.16 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 21:00 1,131.47 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 22:00 1,132.49 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/17 23:00 1,132.09 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/18 00:00 1,131.93 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 01:00 1,131.05 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 02:00 1,130.60 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 03:00 1,130.99 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 04:00 1,131.14 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/18 05:00 1,131.50 1,182.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/18 06:00 1,131.59 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 07:00 1,131.66 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 08:00 1,131.46 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 09:00 1,132.08 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 10:00 1,131.94 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 11:00 1,131.76 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/18 12:00 1,131.64 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 13:00 1,131.80 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 14:00 1,132.01 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 15:00 1,130.93 1,184.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 16:00 1,130.23 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 17:00 1,130.51 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/18 18:00 1,131.18 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 19:00 1,131.40 1,183.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/18 20:00 1,131.20 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 21:00 1,131.59 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 22:00 1,131.71 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/18 23:00 1,131.88 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 00:00 1,131.70 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 01:00 1,132.24 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 02:00 1,131.76 1,183.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 03:00 1,131.25 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 04:00 1,130.41 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 05:00 1,129.84 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 06:00 1,130.32 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 07:00 1,130.47 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 08:00 1,130.19 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 09:00 1,130.32 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/19 10:00 1,130.30 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 11:00 1,131.22 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 12:00 1,131.31 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/19 13:00 1,130.03 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/19 14:00 1,128.89 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 15:00 1,128.26 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 16:00 1,128.24 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/19 17:00 1,128.75 1,180.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/19 18:00 1,128.53 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 19:00 1,128.73 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/19 20:00 1,128.81 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/19 21:00 1,129.09 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 22:00 1,129.19 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/19 23:00 1,128.76 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 00:00 1,129.14 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 01:00 1,129.96 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 02:00 1,129.91 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 03:00 1,129.45 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 04:00 1,128.96 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 05:00 1,129.31 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 06:00 1,129.15 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 07:00 1,129.16 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 08:00 1,129.46 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 09:00 1,129.82 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 10:00 1,129.30 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 11:00 1,128.41 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 12:00 1,128.65 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 13:00 1,129.30 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 14:00 1,129.41 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 15:00 1,129.17 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 16:00 1,129.45 1,179.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 17:00 1,129.26 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 18:00 1,129.65 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 19:00 1,128.94 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 20:00 1,128.86 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/20 21:00 1,128.78 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 22:00 1,129.64 1,180.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/20 23:00 1,130.41 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 00:00 1,130.39 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 01:00 1,130.64 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/21 02:00 1,130.76 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/21 03:00 1,130.87 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 04:00 1,130.26 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 05:00 1,129.99 1,180.00 99.5 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/21 06:00 1,130.46 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/21 07:00 1,130.60 1,181.00 99.5 U1 Operating at full power on the grid.
Unit 1 07/21 08:00 1,129.75 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 09:00 1,130.24 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 10:00 1,129.95 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 11:00 1,129.40 1,180.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 12:00 1,130.85 1,181.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 13:00 1,131.35 1,182.00 99.6 U1 Operating at full power on the grid.
Unit 1 07/21 14:00 1,131.91 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/21 15:00 1,132.56 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/21 16:00 1,133.21 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 17:00 1,132.80 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 18:00 1,131.57 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 19:00 1,131.05 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 20:00 1,130.84 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 21:00 1,132.31 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 22:00 1,133.59 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/21 23:00 1,134.26 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 00:00 1,134.84 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 01:00 1,134.97 1,184.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/22 02:00 1,135.56 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 03:00 1,135.55 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 04:00 1,135.09 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 05:00 1,135.01 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 06:00 1,134.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 07:00 1,133.74 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 08:00 1,133.01 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 09:00 1,132.80 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 10:00 1,133.96 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 11:00 1,134.28 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 12:00 1,134.94 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 13:00 1,135.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 14:00 1,134.79 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 15:00 1,134.36 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 16:00 1,134.54 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 17:00 1,133.37 1,184.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/22 18:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 19:00 1,134.11 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 20:00 1,133.54 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 21:00 1,133.14 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/22 22:00 1,133.75 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/22 23:00 1,133.45 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 00:00 1,133.27 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 01:00 1,132.84 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/23 02:00 1,133.42 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 03:00 1,133.77 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/23 04:00 1,134.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 05:00 1,133.76 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/23 06:00 1,133.53 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 07:00 1,133.63 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 08:00 1,133.61 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/23 09:00 1,133.64 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 10:00 1,132.95 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 11:00 1,132.83 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/23 12:00 1,133.31 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 13:00 1,132.68 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 14:00 1,132.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 15:00 1,132.79 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 16:00 1,132.08 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/23 17:00 1,132.22 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 18:00 1,133.36 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 19:00 1,134.07 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 20:00 1,133.85 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 21:00 1,133.84 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 22:00 1,134.39 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/23 23:00 1,134.49 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 00:00 1,133.54 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 01:00 1,133.71 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 02:00 1,132.39 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 03:00 1,133.20 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 04:00 1,132.60 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/24 05:00 1,133.18 1,183.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/24 06:00 1,133.78 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 07:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 08:00 1,133.93 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 09:00 1,134.48 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 10:00 1,133.32 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 11:00 1,132.65 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 12:00 1,131.80 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/24 13:00 1,134.13 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/24 14:00 1,134.53 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 15:00 1,132.84 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 16:00 1,132.59 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 17:00 1,132.80 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 18:00 1,134.05 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 19:00 1,133.63 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 20:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 21:00 1,133.35 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/24 22:00 1,133.43 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/24 23:00 1,133.35 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 00:00 1,132.86 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 01:00 1,133.12 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 02:00 1,133.23 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 03:00 1,133.12 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 04:00 1,132.99 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 05:00 1,133.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 06:00 1,133.64 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 07:00 1,133.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 08:00 1,134.00 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 09:00 1,134.15 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 10:00 1,134.99 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 11:00 1,135.03 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 12:00 1,134.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 13:00 1,134.45 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 14:00 1,134.58 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 15:00 1,132.57 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 16:00 1,131.70 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 17:00 1,131.30 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/25 18:00 1,131.90 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 19:00 1,132.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 20:00 1,131.60 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/25 21:00 1,131.99 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/25 22:00 1,132.51 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/25 23:00 1,132.33 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 00:00 1,132.30 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 01:00 1,131.94 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 02:00 1,132.04 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 03:00 1,131.92 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 04:00 1,131.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 05:00 1,132.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 06:00 1,131.83 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 07:00 1,131.45 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 08:00 1,130.60 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 09:00 1,130.05 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 10:00 1,129.85 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 11:00 1,129.33 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 12:00 1,128.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 13:00 1,129.23 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 14:00 1,130.81 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 15:00 1,131.52 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 16:00 1,130.63 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 17:00 1,128.89 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 18:00 1,129.78 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/26 19:00 1,130.58 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 20:00 1,130.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 21:00 1,130.38 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 22:00 1,130.99 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/26 23:00 1,130.99 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/27 00:00 1,130.53 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 01:00 1,130.41 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 02:00 1,130.75 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 03:00 1,131.29 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 04:00 1,131.29 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 05:00 1,131.30 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/27 06:00 1,131.76 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 07:00 1,130.63 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 08:00 1,130.02 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 09:00 1,129.36 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 10:00 1,129.57 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 11:00 1,129.75 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 12:00 1,129.16 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 13:00 1,128.31 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 14:00 1,128.43 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 15:00 1,127.26 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 16:00 1,127.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/27 17:00 1,128.95 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 18:00 1,129.73 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 19:00 1,130.20 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 20:00 1,130.20 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 21:00 1,130.19 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 22:00 1,131.08 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/27 23:00 1,131.25 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 00:00 1,130.87 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 01:00 1,130.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 02:00 1,131.25 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 03:00 1,132.66 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 04:00 1,132.90 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 05:00 1,132.44 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 06:00 1,131.80 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 07:00 1,131.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 08:00 1,131.70 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 09:00 1,131.97 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 10:00 1,130.16 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 11:00 1,129.30 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 12:00 1,129.38 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 13:00 1,129.25 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 14:00 1,130.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 15:00 1,131.10 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 07/28 16:00 1,129.62 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 17:00 1,128.61 1,179.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/28 18:00 1,127.95 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 19:00 1,128.92 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/28 20:00 1,128.94 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 21:00 1,129.40 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 22:00 1,129.88 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/28 23:00 1,129.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 00:00 1,129.50 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 01:00 1,128.48 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 02:00 1,129.38 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/29 03:00 1,130.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 04:00 1,130.86 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 05:00 1,131.08 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/29 06:00 1,131.27 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 07:00 1,130.41 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 08:00 1,129.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 09:00 1,130.96 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 10:00 1,131.35 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 11:00 1,131.29 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 12:00 1,132.73 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 13:00 1,131.34 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 14:00 1,129.47 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 15:00 1,129.11 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 16:00 1,128.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 17:00 1,129.04 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/29 18:00 1,129.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 19:00 1,130.41 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 20:00 1,129.02 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 21:00 1,128.81 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 22:00 1,129.39 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/29 23:00 1,129.77 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 00:00 1,129.91 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 01:00 1,130.22 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 02:00 1,130.65 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 03:00 1,131.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 04:00 1,130.77 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 05:00 1,130.73 1,181.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/30 06:00 1,130.65 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/30 07:00 1,129.72 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/30 08:00 1,129.53 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/30 09:00 1,130.77 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/30 10:00 1,131.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 11:00 1,130.04 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 12:00 1,128.94 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 13:00 1,129.24 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 14:00 1,129.37 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 15:00 1,129.09 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 16:00 1,129.29 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 17:00 1,130.12 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 18:00 1,129.20 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 19:00 1,129.67 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/30 20:00 1,129.63 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/30 21:00 1,129.59 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/30 22:00 1,130.35 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 07/30 23:00 1,131.06 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 00:00 1,131.24 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/31 01:00 1,130.91 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/31 02:00 1,130.96 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 03:00 1,130.49 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 04:00 1,130.41 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 05:00 1,131.55 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 07/31 06:00 1,132.29 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 07:00 1,132.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 08:00 1,131.96 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 09:00 1,131.85 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 10:00 1,131.44 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 11:00 1,130.97 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 12:00 1,130.82 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 13:00 1,130.32 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 14:00 1,129.22 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 15:00 1,129.05 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 16:00 1,128.89 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 17:00 1,128.74 1,179.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 142 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 07/31 18:00 1,128.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 19:00 1,129.36 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 20:00 1,130.51 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 21:00 1,130.71 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 22:00 1,130.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 07/31 23:00 1,130.49 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 Total July 841,329.15 878,993.00 Average hourly generation:   ISO Meter = 1,130.82 Mw   PIMS = 1,181.44 Mw
Unit 1 08/01 00:00 1,130.06 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 01:00 1,130.19 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 02:00 1,129.89 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/01 03:00 1,129.41 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 04:00 1,129.56 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 05:00 1,130.29 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 06:00 1,130.77 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 07:00 1,131.09 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/01 08:00 1,131.40 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/01 09:00 1,132.67 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 10:00 1,133.03 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 11:00 1,133.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 12:00 1,130.93 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/01 13:00 1,130.38 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 14:00 1,130.68 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 15:00 1,130.65 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 16:00 1,130.02 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 17:00 1,129.81 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 18:00 1,130.86 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 19:00 1,132.25 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 20:00 1,133.27 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 21:00 1,132.82 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/01 22:00 1,133.16 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/01 23:00 1,133.07 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 00:00 1,133.06 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 01:00 1,132.77 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 02:00 1,131.76 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/02 03:00 1,132.90 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 04:00 1,132.69 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/02 05:00 1,132.69 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/02 06:00 1,132.70 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/02 07:00 1,132.70 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/02 08:00 1,132.77 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 09:00 1,132.93 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 10:00 1,133.56 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 11:00 1,133.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 12:00 1,133.48 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 13:00 1,133.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 14:00 1,133.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 15:00 1,132.97 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 16:00 1,132.04 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 17:00 1,131.61 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 18:00 1,132.35 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 19:00 1,132.75 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 20:00 1,133.56 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 21:00 1,133.01 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 22:00 1,133.14 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/02 23:00 1,133.59 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 00:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 01:00 1,133.69 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 02:00 1,133.62 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 03:00 1,133.32 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 04:00 1,132.80 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/03 05:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 06:00 1,132.74 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 07:00 1,132.83 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 08:00 1,132.94 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 09:00 1,133.86 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 10:00 1,134.14 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 11:00 1,134.19 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 12:00 1,134.31 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/03 13:00 1,133.61 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 14:00 1,132.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 15:00 1,131.91 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 16:00 1,131.80 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/03 17:00 1,132.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 18:00 1,132.11 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 19:00 1,132.05 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 20:00 1,132.60 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 21:00 1,132.50 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 22:00 1,132.43 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/03 23:00 1,133.07 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 00:00 1,133.61 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 01:00 1,132.64 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 02:00 1,132.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 03:00 1,132.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 04:00 1,132.12 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 05:00 1,131.45 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 06:00 1,130.40 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/04 07:00 1,131.65 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 08:00 1,131.86 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 09:00 1,132.36 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 10:00 1,132.46 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 11:00 1,132.98 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 12:00 1,132.88 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 13:00 1,132.72 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 14:00 1,132.77 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 15:00 1,132.62 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 16:00 1,131.58 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 17:00 1,130.82 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 18:00 1,130.90 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 19:00 1,130.96 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 20:00 1,130.73 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 21:00 1,131.07 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 22:00 1,131.70 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/04 23:00 1,132.35 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 00:00 1,132.29 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 01:00 1,132.78 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 02:00 1,133.25 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 03:00 1,133.08 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 04:00 1,133.21 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/05 05:00 1,133.74 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 06:00 1,133.33 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 07:00 1,133.11 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 08:00 1,132.61 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 09:00 1,133.32 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 10:00 1,133.10 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 11:00 1,132.78 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 12:00 1,134.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 13:00 1,133.03 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 14:00 1,131.14 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 15:00 1,130.19 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 16:00 1,129.70 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 17:00 1,129.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 18:00 1,130.29 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 19:00 1,130.03 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 20:00 1,129.90 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 21:00 1,130.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 22:00 1,129.89 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/05 23:00 1,129.32 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 00:00 1,129.81 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 01:00 1,131.27 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/06 02:00 1,131.15 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 03:00 1,130.77 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 04:00 1,130.95 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 05:00 1,130.54 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 06:00 1,130.56 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 07:00 1,131.01 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 08:00 1,131.41 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 09:00 1,131.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 10:00 1,131.24 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 11:00 1,130.02 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 12:00 1,130.07 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 13:00 1,129.93 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 14:00 1,129.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 15:00 1,130.45 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/06 16:00 1,130.97 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/06 17:00 1,130.76 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 18:00 1,128.97 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 19:00 1,128.10 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 20:00 1,128.54 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/06 21:00 1,128.02 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 22:00 1,128.10 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/06 23:00 1,128.95 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 00:00 1,129.40 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 01:00 1,129.26 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 02:00 1,129.76 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 03:00 1,130.49 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 04:00 1,130.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 05:00 1,130.89 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 06:00 1,131.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 07:00 1,131.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 08:00 1,130.72 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 09:00 1,130.78 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 10:00 1,130.84 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 11:00 1,130.99 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 12:00 1,131.27 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 13:00 1,131.31 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 14:00 1,131.13 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 15:00 1,130.18 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 16:00 1,126.94 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 17:00 1,127.26 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 18:00 1,127.42 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 19:00 1,127.84 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 20:00 1,128.36 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 21:00 1,129.68 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 22:00 1,129.91 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/07 23:00 1,129.10 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 00:00 1,129.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 01:00 1,129.41 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 02:00 1,129.61 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 03:00 1,129.69 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/08 04:00 1,130.16 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/08 05:00 1,131.66 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 06:00 1,132.11 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 07:00 1,131.42 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 08:00 1,130.30 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 09:00 1,131.20 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 10:00 1,131.39 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 11:00 1,131.60 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 12:00 1,131.68 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 13:00 1,132.48 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 14:00 1,132.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 15:00 1,128.93 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 16:00 1,128.12 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 17:00 1,128.21 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 18:00 1,127.69 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 19:00 1,127.80 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 20:00 1,129.23 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 21:00 1,130.58 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/08 22:00 1,130.44 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/08 23:00 1,129.87 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 00:00 1,130.99 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 01:00 1,132.11 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 02:00 1,131.03 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 03:00 1,128.24 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 04:00 1,127.75 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 05:00 1,128.54 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 06:00 1,129.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 07:00 1,131.77 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 08:00 1,131.89 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/09 09:00 1,132.26 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 10:00 1,132.81 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 11:00 1,133.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 12:00 1,130.27 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 13:00 1,130.38 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 14:00 1,130.86 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 15:00 1,130.49 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 16:00 1,130.05 1,180.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/09 17:00 1,128.74 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 18:00 1,128.27 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 19:00 1,128.67 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 20:00 1,130.11 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 21:00 1,131.95 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 22:00 1,131.38 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/09 23:00 1,128.21 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 00:00 1,128.49 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 01:00 1,129.90 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 02:00 1,130.49 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/10 03:00 1,128.88 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 04:00 1,128.01 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 05:00 1,129.62 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 06:00 1,130.26 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 07:00 1,130.75 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 08:00 1,130.71 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 09:00 1,130.08 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 10:00 1,130.52 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 11:00 1,131.64 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/10 12:00 1,131.92 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 13:00 1,130.17 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/10 14:00 1,129.36 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 15:00 1,129.91 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 16:00 1,129.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 17:00 1,128.78 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 18:00 1,129.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 19:00 1,129.20 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 20:00 1,130.30 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 21:00 1,131.78 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 22:00 1,131.02 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/10 23:00 1,130.97 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 00:00 1,130.21 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 01:00 1,129.27 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 02:00 1,129.93 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 03:00 1,131.26 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 04:00 1,131.14 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/11 05:00 1,131.95 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 06:00 1,131.50 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 07:00 1,131.22 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 08:00 1,131.87 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 09:00 1,131.57 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 10:00 1,131.23 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 11:00 1,130.90 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 12:00 1,130.21 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 13:00 1,128.78 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 14:00 1,128.05 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 15:00 1,128.57 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 16:00 1,128.59 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 17:00 1,129.49 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 18:00 1,129.98 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 19:00 1,129.57 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 20:00 1,130.02 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/11 21:00 1,131.27 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 22:00 1,130.07 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/11 23:00 1,129.75 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 00:00 1,129.94 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/12 01:00 1,130.03 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 02:00 1,129.76 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 03:00 1,129.85 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 04:00 1,129.83 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 05:00 1,130.79 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 06:00 1,131.42 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 07:00 1,132.41 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 08:00 1,131.55 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 09:00 1,132.02 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 10:00 1,131.41 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 11:00 1,130.16 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/12 12:00 1,130.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 13:00 1,130.21 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 14:00 1,130.00 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 15:00 1,130.08 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 16:00 1,130.50 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/12 17:00 1,129.86 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 18:00 1,129.89 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/12 19:00 1,130.25 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 20:00 1,130.22 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 21:00 1,129.72 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 22:00 1,129.89 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/12 23:00 1,130.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 00:00 1,129.57 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 01:00 1,128.88 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 02:00 1,127.91 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 03:00 1,127.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 04:00 1,129.20 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 05:00 1,130.80 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 08/13 06:00 1,131.34 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 07:00 1,131.25 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 08:00 1,130.17 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 09:00 1,129.73 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 10:00 1,129.68 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 11:00 1,129.30 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 12:00 1,129.11 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 13:00 1,128.62 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 14:00 1,127.80 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 15:00 1,127.49 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 16:00 1,127.21 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 17:00 1,127.46 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 18:00 1,127.29 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 19:00 1,128.33 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 20:00 1,128.73 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/13 21:00 1,128.36 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 22:00 1,128.10 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/13 23:00 1,128.65 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/14 00:00 1,128.07 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/14 01:00 1,129.11 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 02:00 1,131.17 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/14 03:00 1,131.49 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 04:00 1,130.21 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/14 05:00 1,129.29 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/14 06:00 1,129.56 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 07:00 1,130.61 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 08:00 1,130.52 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 09:00 1,130.30 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 10:00 1,130.23 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 11:00 1,129.12 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 12:00 1,128.10 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 13:00 1,127.80 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 14:00 1,127.80 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 15:00 1,127.99 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 16:00 1,127.70 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 17:00 1,128.10 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 18:00 1,128.00 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 19:00 1,128.57 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 20:00 1,129.11 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 21:00 1,129.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 22:00 1,128.78 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/14 23:00 1,129.55 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 00:00 1,130.87 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 01:00 1,131.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/15 02:00 1,130.12 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 03:00 1,130.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 04:00 1,131.44 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/15 05:00 1,131.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 06:00 1,131.11 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 07:00 1,131.50 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 08:00 1,131.68 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 09:00 1,131.66 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 10:00 1,132.52 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 11:00 1,132.73 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 12:00 1,131.80 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 13:00 1,132.15 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 14:00 1,131.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 15:00 1,130.60 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 16:00 1,130.58 1,180.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/15 17:00 1,130.90 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 18:00 1,130.24 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 19:00 1,130.23 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 20:00 1,132.21 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 21:00 1,132.10 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/15 22:00 1,131.76 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/15 23:00 1,132.10 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 00:00 1,130.61 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 01:00 1,129.65 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 02:00 1,129.51 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 03:00 1,129.43 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 04:00 1,129.46 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 05:00 1,128.51 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/16 06:00 1,129.56 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/16 07:00 1,130.60 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/16 08:00 1,131.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 09:00 1,132.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 10:00 1,132.08 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 11:00 1,130.28 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 12:00 1,130.49 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 13:00 1,129.85 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 14:00 1,128.50 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 15:00 1,128.78 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 16:00 1,128.96 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 17:00 1,127.90 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 18:00 1,128.90 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 19:00 1,129.79 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 20:00 1,130.07 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/16 21:00 1,131.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 22:00 1,132.15 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/16 23:00 1,132.79 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 00:00 1,129.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 01:00 1,127.76 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 02:00 1,128.02 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/17 03:00 1,128.19 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/17 04:00 1,127.89 1,179.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/17 05:00 1,128.10 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 06:00 1,127.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 07:00 1,128.40 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 08:00 1,128.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 09:00 1,129.49 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 10:00 1,129.21 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 11:00 1,129.40 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 12:00 1,127.94 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 13:00 1,127.56 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 14:00 1,126.02 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 15:00 1,125.60 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/17 16:00 1,125.76 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 17:00 1,126.29 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 18:00 1,127.44 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 19:00 1,127.86 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 20:00 1,127.89 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 21:00 1,126.36 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 22:00 1,126.68 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/17 23:00 1,127.15 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 00:00 1,126.69 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 01:00 1,126.67 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 02:00 1,126.75 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/18 03:00 1,127.22 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 04:00 1,127.66 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 05:00 1,128.17 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 06:00 1,128.33 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/18 07:00 1,128.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 08:00 1,128.20 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 09:00 1,127.53 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 10:00 1,128.20 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/18 11:00 1,129.78 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 12:00 1,129.52 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/18 13:00 1,129.50 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/18 14:00 1,129.30 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 15:00 1,128.73 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 16:00 1,128.10 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/18 17:00 1,128.00 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 18:00 1,128.60 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 19:00 1,129.40 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 20:00 1,128.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 21:00 1,128.75 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 22:00 1,128.79 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/18 23:00 1,129.30 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 00:00 1,129.34 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 01:00 1,129.64 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 02:00 1,131.74 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 03:00 1,132.02 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 04:00 1,129.35 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 05:00 1,129.85 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 06:00 1,129.81 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 07:00 1,130.08 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 08:00 1,129.47 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/19 09:00 1,129.35 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/19 10:00 1,129.81 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 11:00 1,130.51 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/19 12:00 1,131.95 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/19 13:00 1,132.82 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 14:00 1,132.61 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 15:00 1,132.59 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/19 16:00 1,131.93 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 17:00 1,131.80 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/19 18:00 1,132.36 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 19:00 1,132.92 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 20:00 1,132.85 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 21:00 1,133.46 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 22:00 1,133.72 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/19 23:00 1,133.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 00:00 1,133.72 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 01:00 1,134.14 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 02:00 1,133.92 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/20 03:00 1,133.67 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 04:00 1,133.72 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/20 05:00 1,133.81 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 06:00 1,133.43 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 07:00 1,133.51 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 08:00 1,132.65 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/20 09:00 1,132.75 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/20 10:00 1,134.31 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 11:00 1,135.00 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/20 12:00 1,134.51 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 13:00 1,134.20 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 14:00 1,134.21 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/20 15:00 1,134.28 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 16:00 1,133.28 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 17:00 1,133.24 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 18:00 1,133.51 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/20 19:00 1,133.59 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 20:00 1,132.99 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 21:00 1,134.58 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 22:00 1,135.46 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/20 23:00 1,135.15 1,188.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/21 00:00 1,134.90 1,188.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 01:00 1,134.36 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 02:00 1,133.72 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 03:00 1,133.50 1,187.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 04:00 1,133.05 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/21 05:00 1,132.19 1,185.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/21 06:00 1,132.95 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 07:00 1,133.46 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 08:00 1,133.67 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 09:00 1,134.60 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 10:00 1,134.60 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 11:00 1,134.52 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 12:00 1,134.00 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 13:00 1,134.00 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 14:00 1,133.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 15:00 1,133.66 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 16:00 1,133.02 1,185.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/21 17:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 18:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 19:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 20:00 1,133.40 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 21:00 1,135.02 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 22:00 1,135.36 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/21 23:00 1,135.19 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 00:00 1,134.97 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 01:00 1,135.15 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 02:00 1,133.19 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 03:00 1,134.24 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 04:00 1,134.62 1,186.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 05:00 1,133.70 1,186.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 06:00 1,132.38 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 07:00 1,131.51 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 08:00 1,130.93 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 09:00 1,130.11 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 10:00 1,129.13 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 11:00 1,129.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 12:00 1,129.40 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 13:00 1,129.21 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 14:00 1,131.81 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 15:00 1,132.44 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 16:00 1,132.06 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 17:00 1,130.79 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 18:00 1,129.70 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/22 19:00 1,129.86 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 20:00 1,131.00 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 21:00 1,129.45 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 22:00 1,130.80 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/22 23:00 1,131.78 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 00:00 1,132.39 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 01:00 1,132.84 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 02:00 1,133.05 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 03:00 1,133.24 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 04:00 1,133.10 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/23 05:00 1,132.86 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 06:00 1,130.05 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 07:00 1,129.81 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 08:00 1,129.77 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 09:00 1,130.01 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 10:00 1,129.89 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 11:00 1,129.73 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 12:00 1,129.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 13:00 1,129.70 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 14:00 1,130.25 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 15:00 1,131.52 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 16:00 1,131.74 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 17:00 1,128.58 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 18:00 1,128.72 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 19:00 1,129.82 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 20:00 1,130.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 21:00 1,129.92 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/23 22:00 1,130.05 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/23 23:00 1,129.93 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 00:00 1,130.30 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/24 01:00 1,131.25 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 02:00 1,131.18 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 03:00 1,131.62 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/24 04:00 1,132.18 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 05:00 1,131.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 06:00 1,130.83 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/24 07:00 1,130.88 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 08:00 1,130.31 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 09:00 1,129.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 10:00 1,131.13 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 11:00 1,130.92 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 12:00 1,131.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 13:00 1,132.26 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 14:00 1,132.08 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 15:00 1,130.96 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 16:00 1,131.62 1,183.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/24 17:00 1,131.94 1,183.00 99.0 U1 Operating at full power on the grid.
Unit 1 08/24 18:00 1,131.43 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 19:00 1,131.56 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 20:00 1,131.11 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 21:00 1,130.26 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 22:00 1,131.81 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/24 23:00 1,130.70 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 00:00 1,130.14 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/25 01:00 1,129.67 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 02:00 1,131.03 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 03:00 1,132.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 04:00 1,132.60 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 05:00 1,132.12 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 06:00 1,131.44 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 07:00 1,130.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 08:00 1,129.72 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/25 09:00 1,109.61 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 10:00 1,130.81 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 11:00 1,132.38 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 12:00 1,132.98 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 13:00 1,132.92 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 14:00 1,132.49 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 15:00 1,131.28 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 16:00 1,131.37 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 17:00 1,131.65 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 18:00 1,132.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 19:00 1,132.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 20:00 1,132.25 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 21:00 1,132.39 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/25 22:00 1,132.40 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/25 23:00 1,131.99 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 00:00 1,132.62 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 01:00 1,132.94 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 02:00 1,132.37 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 03:00 1,131.27 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 04:00 1,131.14 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/26 05:00 1,131.36 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 06:00 1,132.29 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 07:00 1,133.01 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 08:00 1,131.66 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 09:00 1,131.45 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 10:00 1,130.95 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 11:00 1,129.23 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 12:00 1,130.57 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 13:00 1,130.27 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 14:00 1,129.67 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 15:00 1,130.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 16:00 1,131.29 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 17:00 1,131.90 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 18:00 1,132.67 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/26 19:00 1,132.69 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 20:00 1,132.89 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 21:00 1,132.59 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 22:00 1,132.35 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/26 23:00 1,132.46 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 00:00 1,132.53 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 01:00 1,132.44 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 02:00 1,132.53 1,185.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 03:00 1,130.94 1,185.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 04:00 1,130.21 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 05:00 1,131.77 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 06:00 1,133.48 1,186.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 07:00 1,132.80 1,186.00 99.3 U1 Operating at full power on the grid.
Unit 1 08/27 08:00 1,130.85 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 09:00 1,129.05 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 10:00 1,127.95 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 11:00 1,126.96 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 12:00 1,127.17 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 13:00 1,127.01 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 14:00 1,126.29 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 15:00 1,127.70 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 16:00 1,129.25 1,179.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/27 17:00 1,127.93 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 18:00 1,127.79 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 19:00 1,128.86 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 20:00 1,129.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 21:00 1,129.39 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/27 22:00 1,129.76 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/27 23:00 1,128.91 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 00:00 1,128.48 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 01:00 1,128.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 02:00 1,129.41 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 03:00 1,128.80 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 04:00 1,126.96 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 05:00 1,126.95 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 06:00 1,127.09 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 07:00 1,127.95 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 08:00 1,128.59 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 09:00 1,127.36 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 10:00 1,126.77 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 11:00 1,128.05 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 12:00 1,125.83 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 13:00 1,124.59 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 14:00 1,124.45 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 15:00 1,124.32 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 16:00 1,124.09 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 17:00 1,124.43 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 18:00 1,126.01 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 19:00 1,127.68 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 20:00 1,128.65 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 21:00 1,130.31 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 22:00 1,130.42 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/28 23:00 1,130.10 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 00:00 1,129.85 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 01:00 1,129.18 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/29 02:00 1,126.06 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 03:00 1,124.93 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 04:00 1,124.95 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/29 05:00 1,125.59 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 06:00 1,125.97 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/29 07:00 1,126.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 08:00 1,127.49 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 09:00 1,126.99 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 10:00 1,125.41 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 11:00 1,125.07 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 12:00 1,125.44 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/29 13:00 1,123.89 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 14:00 1,124.00 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/29 15:00 1,123.82 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 16:00 1,123.98 1,173.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/29 17:00 1,124.50 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 18:00 1,125.62 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 19:00 1,126.33 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 20:00 1,126.97 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/29 21:00 1,127.90 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 22:00 1,127.46 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/29 23:00 1,128.28 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 00:00 1,125.96 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 01:00 1,124.76 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 02:00 1,125.83 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 03:00 1,123.80 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 04:00 1,125.17 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 05:00 1,126.21 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/30 06:00 1,126.86 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/30 07:00 1,127.92 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 08:00 1,126.30 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 09:00 1,125.64 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/30 10:00 1,124.56 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/30 11:00 1,126.25 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 12:00 1,124.85 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 13:00 1,124.40 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 14:00 1,124.06 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 08/30 15:00 1,123.97 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 16:00 1,124.42 1,174.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 08/30 17:00 1,123.88 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 18:00 1,124.51 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 19:00 1,125.50 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 20:00 1,125.46 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 21:00 1,126.54 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 22:00 1,127.11 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/30 23:00 1,126.33 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 00:00 1,125.14 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 01:00 1,123.57 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 02:00 1,122.62 1,173.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/31 03:00 1,124.61 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 04:00 1,125.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 05:00 1,125.84 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 06:00 1,126.10 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 07:00 1,127.67 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 08/31 08:00 1,127.50 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 09:00 1,128.84 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 10:00 1,128.32 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 11:00 1,126.07 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 12:00 1,125.88 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 13:00 1,126.15 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 14:00 1,125.50 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 15:00 1,124.10 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 16:00 1,123.99 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 17:00 1,123.85 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 18:00 1,124.42 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 19:00 1,126.38 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 20:00 1,127.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 21:00 1,127.31 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 22:00 1,128.19 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 08/31 23:00 1,128.25 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 Total August 840,892.75 878,651.00 Average hourly generation:   ISO Meter = 1,130.23 Mw   PIMS = 1,180.98 Mw
Unit 1 09/01 00:00 1,128.38 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 01:00 1,128.39 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 02:00 1,128.31 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 03:00 1,128.11 1,179.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/01 04:00 1,128.05 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 05:00 1,128.70 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 06:00 1,128.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 07:00 1,128.97 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 08:00 1,129.59 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 09:00 1,128.53 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 10:00 1,128.21 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 11:00 1,127.35 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 12:00 1,125.73 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 13:00 1,125.52 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 14:00 1,124.53 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 15:00 1,124.31 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 16:00 1,125.20 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 17:00 1,124.98 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 18:00 1,125.54 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 19:00 1,126.12 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 20:00 1,124.49 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 21:00 1,124.44 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 22:00 1,125.62 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/01 23:00 1,129.67 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 00:00 1,128.99 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 01:00 1,125.65 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 02:00 1,126.75 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 03:00 1,125.91 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 04:00 1,126.11 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 05:00 1,126.41 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 06:00 1,124.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 07:00 1,123.80 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 08:00 1,122.79 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 09:00 1,124.53 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 10:00 1,124.40 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 11:00 1,123.84 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 12:00 1,123.89 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 13:00 1,123.91 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 14:00 1,124.71 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 15:00 1,124.30 1,174.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/02 16:00 1,122.10 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 17:00 1,120.86 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 18:00 1,121.60 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 19:00 1,122.67 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 20:00 1,123.67 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 21:00 1,124.53 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/02 22:00 1,124.91 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/02 23:00 1,125.30 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 00:00 1,125.66 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 01:00 1,125.41 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 02:00 1,124.67 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 03:00 1,124.19 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 04:00 1,123.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 05:00 1,122.90 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 06:00 1,122.90 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 07:00 1,122.49 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 08:00 1,123.01 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 09:00 1,123.69 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 10:00 1,124.11 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 11:00 1,123.34 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 12:00 1,122.59 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 13:00 1,120.54 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 14:00 1,122.63 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/03 15:00 1,121.19 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 16:00 1,121.16 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 17:00 1,120.76 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 09/03 18:00 1,120.97 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 19:00 1,121.49 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 20:00 1,121.49 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 21:00 1,121.77 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 22:00 1,122.75 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/03 23:00 1,122.90 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 00:00 1,123.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 01:00 1,123.04 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 02:00 1,122.59 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 03:00 1,123.05 1,176.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/04 04:00 1,121.98 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 05:00 1,121.93 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 06:00 1,121.35 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 07:00 1,120.29 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 08:00 1,119.74 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 09:00 1,120.07 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 10:00 1,121.36 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 11:00 1,122.91 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 12:00 1,123.84 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 13:00 1,122.08 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 14:00 1,120.72 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 15:00 1,121.20 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 16:00 1,122.21 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 17:00 1,121.68 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 18:00 1,122.56 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/04 19:00 1,123.48 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 20:00 1,124.31 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 21:00 1,125.81 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 22:00 1,126.63 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/04 23:00 1,126.16 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 00:00 1,126.38 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 01:00 1,125.96 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/05 02:00 1,125.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/05 03:00 1,125.38 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 04:00 1,124.98 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 05:00 1,124.40 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 06:00 1,124.02 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 07:00 1,122.87 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 08:00 1,124.51 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 09:00 1,125.60 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 10:00 1,124.85 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 11:00 1,124.97 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 12:00 1,126.32 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 13:00 1,124.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 14:00 1,123.68 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 15:00 1,125.44 1,176.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/05 16:00 1,125.03 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 17:00 1,123.55 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 18:00 1,123.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 19:00 1,125.07 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 20:00 1,125.65 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 21:00 1,125.69 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 22:00 1,124.97 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/05 23:00 1,124.30 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 00:00 1,125.75 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 01:00 1,126.32 1,179.00 100.9 U1 Operating at full power on the grid.
Unit 1 09/06 02:00 1,124.66 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 09/06 03:00 1,124.71 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 04:00 1,125.21 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 05:00 1,124.68 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 06:00 1,124.50 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 07:00 1,124.61 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 08:00 1,124.83 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 09:00 1,126.26 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 10:00 1,127.25 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 11:00 1,127.63 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 12:00 1,126.58 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 13:00 1,126.29 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 14:00 1,126.48 1,179.00 100.0 U1 Operating at full power on the grid.
Unit 1 09/06 15:00 1,125.49 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 16:00 1,124.77 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 17:00 1,124.08 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 18:00 1,124.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 19:00 1,124.52 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 20:00 1,124.53 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 21:00 1,125.63 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 22:00 1,127.54 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/06 23:00 1,126.69 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 00:00 1,125.80 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 01:00 1,126.27 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 02:00 1,126.33 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 03:00 1,126.22 1,179.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/07 04:00 1,125.12 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 05:00 1,125.06 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 06:00 1,125.34 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 07:00 1,123.85 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 08:00 1,123.56 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 09:00 1,124.10 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 10:00 1,124.94 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 11:00 1,125.14 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 12:00 1,125.04 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 13:00 1,124.23 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 14:00 1,124.96 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 15:00 1,125.74 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 16:00 1,123.46 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 17:00 1,123.90 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 18:00 1,124.29 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/07 19:00 1,123.71 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 20:00 1,123.88 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 21:00 1,125.21 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 22:00 1,127.63 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/07 23:00 1,128.24 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 00:00 1,128.72 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 01:00 1,128.12 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 02:00 1,128.01 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 03:00 1,128.40 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 04:00 1,127.66 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 05:00 1,126.55 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 06:00 1,126.34 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 07:00 1,125.03 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 08:00 1,124.44 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 09:00 1,125.05 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 10:00 1,124.49 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 11:00 1,124.95 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 12:00 1,126.43 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 13:00 1,126.60 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 14:00 1,124.95 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 15:00 1,124.91 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/08 16:00 1,124.75 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 17:00 1,124.99 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 18:00 1,124.84 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 19:00 1,125.28 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 20:00 1,123.62 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/08 21:00 1,124.51 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 22:00 1,126.47 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/08 23:00 1,126.86 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 00:00 1,126.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 01:00 1,127.01 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 02:00 1,125.50 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 03:00 1,124.73 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 04:00 1,125.72 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 05:00 1,126.68 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 06:00 1,126.01 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 07:00 1,125.61 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 08:00 1,125.11 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 09:00 1,125.14 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 10:00 1,125.71 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/09 11:00 1,125.71 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 12:00 1,126.14 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 13:00 1,127.65 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 14:00 1,126.29 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 15:00 1,124.56 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 16:00 1,123.64 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 17:00 1,122.78 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 18:00 1,123.31 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 19:00 1,123.31 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 20:00 1,124.43 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 21:00 1,126.35 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 22:00 1,125.09 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/09 23:00 1,125.96 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 00:00 1,126.49 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 01:00 1,126.51 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 02:00 1,126.49 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 03:00 1,126.75 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/10 04:00 1,124.84 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 05:00 1,124.15 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/10 06:00 1,127.01 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 07:00 1,124.10 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 08:00 1,123.15 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 09:00 1,125.66 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 10:00 1,125.55 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 11:00 1,125.37 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 12:00 1,126.60 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/10 13:00 1,125.91 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 14:00 1,125.33 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 15:00 1,124.67 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 16:00 1,121.34 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 17:00 1,122.01 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 18:00 1,123.72 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 19:00 1,124.79 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 20:00 1,124.17 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 21:00 1,123.66 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 22:00 1,124.91 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/10 23:00 1,125.43 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 00:00 1,125.76 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 01:00 1,126.78 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 02:00 1,126.15 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 03:00 1,127.00 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 04:00 1,127.18 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 05:00 1,124.23 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 06:00 1,125.67 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 07:00 1,127.89 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 08:00 1,128.17 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 09:00 1,127.29 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 10:00 1,126.39 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 11:00 1,126.60 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 12:00 1,126.69 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 13:00 1,125.94 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 14:00 1,125.26 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 15:00 1,123.73 1,174.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/11 16:00 1,122.11 1,168.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 17:00 1,122.92 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 18:00 1,123.41 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/11 19:00 1,124.26 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 20:00 1,124.12 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 21:00 1,123.99 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 22:00 1,123.76 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/11 23:00 1,123.73 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 00:00 1,124.29 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 01:00 1,124.68 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 02:00 1,124.32 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 03:00 1,124.10 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 04:00 1,123.48 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 05:00 1,123.89 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 06:00 1,125.56 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 07:00 1,124.44 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 08:00 1,124.21 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 09:00 1,125.25 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 10:00 1,125.30 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 11:00 1,125.69 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 12:00 1,124.85 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 13:00 1,124.04 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 14:00 1,122.89 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 15:00 1,123.89 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 16:00 1,122.23 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 17:00 1,121.75 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 18:00 1,123.38 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 19:00 1,124.83 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 20:00 1,125.00 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 21:00 1,126.11 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/12 22:00 1,125.91 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/12 23:00 1,124.30 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 00:00 1,124.23 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/13 01:00 1,124.59 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 02:00 1,125.12 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/13 03:00 1,125.81 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/13 04:00 1,125.95 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 05:00 1,126.01 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 06:00 1,125.99 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 07:00 1,125.15 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 08:00 1,125.30 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 09:00 1,126.00 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 10:00 1,126.11 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 11:00 1,125.64 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 12:00 1,124.68 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 13:00 1,123.76 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 14:00 1,122.55 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 15:00 1,122.61 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 16:00 1,122.98 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/13 17:00 1,123.47 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 18:00 1,124.41 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 19:00 1,125.36 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 20:00 1,125.26 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 21:00 1,124.12 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 22:00 1,124.10 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/13 23:00 1,124.44 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/14 00:00 1,124.94 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/14 01:00 1,125.44 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 02:00 1,124.35 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 09/14 03:00 1,123.74 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 04:00 1,123.62 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 05:00 1,123.31 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 06:00 1,124.65 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 07:00 1,126.48 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 08:00 1,125.53 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 09:00 1,126.10 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 10:00 1,125.71 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 11:00 1,124.65 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 12:00 1,124.40 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 13:00 1,123.88 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 14:00 1,122.73 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 15:00 1,122.78 1,175.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/14 16:00 1,122.61 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 17:00 1,121.91 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 18:00 1,123.42 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 19:00 1,124.89 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 20:00 1,124.63 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 21:00 1,124.94 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 22:00 1,125.04 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/14 23:00 1,124.21 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 00:00 1,124.10 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 01:00 1,124.23 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 02:00 1,123.54 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 03:00 1,123.24 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 04:00 1,122.52 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 05:00 1,122.41 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 06:00 1,124.59 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 07:00 1,125.37 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 08:00 1,125.25 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 09:00 1,125.84 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 10:00 1,126.42 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 11:00 1,125.64 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 12:00 1,125.49 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 13:00 1,125.54 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/15 14:00 1,123.82 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 15:00 1,123.65 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 16:00 1,124.66 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 17:00 1,124.29 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 18:00 1,125.15 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 19:00 1,126.18 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 20:00 1,126.23 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 21:00 1,127.28 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 22:00 1,127.99 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/15 23:00 1,127.75 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 00:00 1,127.17 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 01:00 1,127.17 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 02:00 1,126.33 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 03:00 1,125.86 1,177.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/16 04:00 1,126.10 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 05:00 1,126.06 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 06:00 1,126.52 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 07:00 1,126.96 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 08:00 1,127.94 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 09:00 1,129.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 10:00 1,129.07 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 11:00 1,128.68 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 12:00 1,127.98 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 13:00 1,127.37 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 14:00 1,127.12 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 15:00 1,126.73 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 16:00 1,125.41 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 17:00 1,125.24 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 18:00 1,126.01 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 19:00 1,127.12 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 20:00 1,127.25 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/16 21:00 1,128.30 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 22:00 1,128.96 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/16 23:00 1,129.26 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 00:00 1,129.83 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 01:00 1,129.63 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 02:00 1,129.03 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 03:00 1,127.43 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 04:00 1,127.13 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 05:00 1,126.88 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 06:00 1,127.56 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 07:00 1,127.99 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 08:00 1,128.04 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 09:00 1,129.04 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 10:00 1,129.98 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 11:00 1,129.59 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 12:00 1,129.70 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 13:00 1,129.94 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 14:00 1,128.75 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 15:00 1,126.33 1,176.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/17 16:00 1,125.35 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 17:00 1,125.81 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 18:00 1,126.39 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/17 19:00 1,126.44 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 20:00 1,127.90 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 21:00 1,130.96 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 22:00 1,131.50 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/17 23:00 1,132.07 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 00:00 1,132.16 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 01:00 1,132.25 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 02:00 1,133.81 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/18 03:00 1,130.68 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 04:00 1,128.55 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 05:00 1,128.07 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 06:00 1,128.77 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/18 07:00 1,130.35 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 08:00 1,130.66 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 09:00 1,132.05 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 10:00 1,132.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/18 11:00 1,131.85 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/18 12:00 1,132.05 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 13:00 1,132.58 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/18 14:00 1,129.75 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 15:00 1,127.98 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 16:00 1,128.20 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 17:00 1,127.96 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 18:00 1,128.98 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 19:00 1,129.37 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 20:00 1,130.21 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 21:00 1,131.34 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 22:00 1,131.30 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/18 23:00 1,130.53 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/19 00:00 1,131.40 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 01:00 1,131.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/19 02:00 1,128.34 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/19 03:00 1,128.00 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/19 04:00 1,127.61 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 05:00 1,127.99 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 06:00 1,128.66 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 07:00 1,129.51 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 08:00 1,129.21 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 09:00 1,130.53 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 10:00 1,131.38 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 11:00 1,129.86 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 12:00 1,130.82 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/19 13:00 1,129.92 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/19 14:00 1,126.28 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 15:00 1,125.63 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/19 16:00 1,125.30 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 17:00 1,124.78 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 18:00 1,126.27 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 19:00 1,128.29 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 20:00 1,129.02 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 21:00 1,129.54 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 22:00 1,129.19 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/19 23:00 1,130.62 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 00:00 1,129.52 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/20 01:00 1,126.46 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 02:00 1,126.90 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 03:00 1,127.59 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 04:00 1,128.68 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 05:00 1,129.20 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 06:00 1,129.30 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 07:00 1,129.84 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 08:00 1,129.90 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/20 09:00 1,129.80 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/20 10:00 1,129.91 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/20 11:00 1,130.28 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 12:00 1,129.88 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 13:00 1,128.84 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 14:00 1,127.10 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 15:00 1,127.19 1,178.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/20 16:00 1,127.91 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 17:00 1,128.24 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 18:00 1,128.91 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 19:00 1,129.64 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 20:00 1,129.69 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 21:00 1,130.44 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/20 22:00 1,127.85 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/20 23:00 1,127.68 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 00:00 1,129.69 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 01:00 1,130.42 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 02:00 1,130.98 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 03:00 1,129.14 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 04:00 1,128.27 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 05:00 1,129.17 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 06:00 1,129.49 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 07:00 1,129.51 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 08:00 1,130.28 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 09:00 1,131.18 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 10:00 1,130.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 11:00 1,129.43 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 12:00 1,129.74 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 13:00 1,130.15 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 14:00 1,130.92 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 15:00 1,129.47 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 16:00 1,129.30 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 17:00 1,128.89 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 18:00 1,129.61 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 19:00 1,129.08 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 20:00 1,129.09 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 21:00 1,130.41 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/21 22:00 1,131.14 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/21 23:00 1,130.77 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 00:00 1,131.25 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 01:00 1,130.96 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 02:00 1,130.17 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 03:00 1,131.83 1,182.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/22 04:00 1,130.67 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 05:00 1,130.20 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 06:00 1,130.19 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 07:00 1,130.54 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 08:00 1,130.23 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 09:00 1,129.61 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 10:00 1,129.47 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 11:00 1,129.42 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 12:00 1,129.94 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 13:00 1,130.31 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 14:00 1,129.26 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 15:00 1,128.91 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 16:00 1,129.55 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 17:00 1,128.99 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 18:00 1,128.44 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 19:00 1,129.15 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 20:00 1,129.24 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 21:00 1,129.92 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/22 22:00 1,130.92 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/22 23:00 1,130.25 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 00:00 1,130.69 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 01:00 1,131.09 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 02:00 1,131.29 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 03:00 1,132.01 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 04:00 1,131.27 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 05:00 1,130.10 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 06:00 1,129.62 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 07:00 1,128.97 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 08:00 1,128.58 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 09:00 1,128.66 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 10:00 1,128.89 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 11:00 1,128.75 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 12:00 1,128.50 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 13:00 1,128.51 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 14:00 1,127.59 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 15:00 1,127.97 1,180.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/23 16:00 1,128.10 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 17:00 1,128.66 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 18:00 1,127.85 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 19:00 1,127.75 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 20:00 1,127.34 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 21:00 1,127.47 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/23 22:00 1,127.41 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/23 23:00 1,126.94 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 00:00 1,127.55 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 01:00 1,128.11 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/24 02:00 1,127.69 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 03:00 1,127.97 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 04:00 1,128.58 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 05:00 1,128.51 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 06:00 1,128.01 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/24 07:00 1,127.61 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 08:00 1,126.74 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 09:00 1,127.09 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/24 10:00 1,127.44 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 11:00 1,126.86 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 12:00 1,126.62 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 13:00 1,126.34 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/24 14:00 1,126.32 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 15:00 1,126.34 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 16:00 1,127.16 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 17:00 1,126.23 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 18:00 1,126.97 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 19:00 1,127.69 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 20:00 1,127.62 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 21:00 1,128.35 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 22:00 1,128.76 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/24 23:00 1,126.79 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 00:00 1,127.03 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 01:00 1,129.45 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 02:00 1,131.29 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 03:00 1,129.52 1,180.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/25 04:00 1,127.99 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 05:00 1,128.51 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 06:00 1,128.25 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 07:00 1,127.65 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 08:00 1,127.80 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 09:00 1,128.16 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 10:00 1,127.80 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 11:00 1,127.73 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 12:00 1,127.79 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 13:00 1,127.99 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 14:00 1,127.55 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 15:00 1,127.80 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 16:00 1,128.23 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 17:00 1,127.36 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 18:00 1,127.76 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 19:00 1,127.69 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 20:00 1,127.51 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/25 21:00 1,128.50 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 22:00 1,128.64 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/25 23:00 1,129.14 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 00:00 1,129.35 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 01:00 1,128.91 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 02:00 1,128.80 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 03:00 1,129.40 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 04:00 1,129.02 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 05:00 1,128.99 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 06:00 1,129.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 07:00 1,129.88 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/26 08:00 1,129.12 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 09:00 1,128.76 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 10:00 1,128.70 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 11:00 1,127.89 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 12:00 1,128.20 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/26 13:00 1,128.40 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 14:00 1,127.63 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 15:00 1,127.16 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/26 16:00 1,126.14 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 17:00 1,126.39 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 18:00 1,127.25 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 19:00 1,128.55 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/26 20:00 1,129.43 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/26 21:00 1,129.74 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/26 22:00 1,129.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/26 23:00 1,129.71 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 00:00 1,129.14 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 01:00 1,128.13 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 02:00 1,128.08 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/27 03:00 1,128.85 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 09/27 04:00 1,129.00 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 05:00 1,129.07 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 06:00 1,129.77 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 07:00 1,130.26 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 08:00 1,130.07 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 09:00 1,130.60 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 10:00 1,129.94 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 11:00 1,128.56 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/27 12:00 1,128.26 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 13:00 1,128.28 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 14:00 1,127.28 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 15:00 1,127.65 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 16:00 1,127.45 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 17:00 1,127.11 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 18:00 1,128.43 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 19:00 1,129.57 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 20:00 1,129.99 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 21:00 1,130.43 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 22:00 1,129.76 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/27 23:00 1,129.95 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 00:00 1,129.19 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 01:00 1,128.61 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 02:00 1,128.54 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 03:00 1,128.31 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/28 04:00 1,127.51 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 05:00 1,127.33 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 06:00 1,128.15 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 07:00 1,128.86 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 08:00 1,129.24 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 09:00 1,129.86 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 10:00 1,128.30 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 11:00 1,127.45 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 12:00 1,126.99 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 13:00 1,127.00 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 14:00 1,126.31 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 15:00 1,126.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 16:00 1,126.90 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 17:00 1,126.34 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 18:00 1,126.82 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 19:00 1,128.86 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 20:00 1,129.12 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 21:00 1,128.94 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/28 22:00 1,128.96 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/28 23:00 1,128.42 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 00:00 1,128.54 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 01:00 1,128.10 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 02:00 1,127.69 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/29 03:00 1,127.93 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 04:00 1,127.57 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 05:00 1,127.53 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 06:00 1,127.20 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 07:00 1,127.87 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 08:00 1,128.49 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 09:00 1,129.05 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 10:00 1,128.45 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 11:00 1,127.36 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/29 12:00 1,126.90 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 13:00 1,126.69 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 14:00 1,126.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 15:00 1,126.99 1,178.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 09/29 16:00 1,127.10 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/29 17:00 1,126.80 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/29 18:00 1,127.67 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 19:00 1,127.59 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 20:00 1,128.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 21:00 1,128.91 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/29 22:00 1,128.77 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/29 23:00 1,130.30 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 00:00 1,128.99 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 01:00 1,127.11 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 02:00 1,128.31 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 03:00 1,127.90 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 04:00 1,127.49 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 05:00 1,127.20 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 06:00 1,127.01 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 07:00 1,127.54 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 08:00 1,127.99 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 09:00 1,127.86 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 10:00 1,128.03 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 11:00 1,126.32 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 12:00 1,126.00 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 13:00 1,126.98 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 14:00 1,126.90 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 15:00 1,127.12 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 16:00 1,127.30 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 17:00 1,126.22 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 18:00 1,126.86 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 19:00 1,127.37 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 20:00 1,127.25 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 21:00 1,127.55 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 09/30 22:00 1,127.90 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 09/30 23:00 1,127.74 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 Total September 811,228.85 848,204.00 Average hourly generation:   ISO Meter = 1,126.71 Mw   PIMS = 1,178.06 Mw
Unit 1 10/01 00:00 1,127.86 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 01:00 1,127.50 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 02:00 1,125.94 1,179.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/01 03:00 1,126.15 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 04:00 1,126.69 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 05:00 1,125.19 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 06:00 1,125.46 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 07:00 1,125.49 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 08:00 1,125.30 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 09:00 1,125.74 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 10:00 1,125.74 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 11:00 1,126.71 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 12:00 1,127.34 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 13:00 1,126.60 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 14:00 1,125.96 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 15:00 1,126.36 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 16:00 1,126.68 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 17:00 1,126.78 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 18:00 1,126.84 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/01 19:00 1,126.14 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 20:00 1,126.18 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 21:00 1,127.15 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/01 22:00 1,128.31 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/01 23:00 1,128.11 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/02 00:00 1,128.38 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 01:00 1,128.74 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 02:00 1,128.32 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 03:00 1,127.55 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 04:00 1,125.74 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 05:00 1,125.13 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 06:00 1,125.59 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 07:00 1,124.61 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 08:00 1,124.42 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 09:00 1,124.85 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 10:00 1,125.27 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 11:00 1,126.01 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 12:00 1,125.02 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 13:00 1,124.80 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 14:00 1,125.75 1,177.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/02 15:00 1,126.53 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 16:00 1,126.90 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 17:00 1,127.00 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/02 18:00 1,127.20 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 19:00 1,126.86 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 20:00 1,127.59 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 21:00 1,127.90 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 22:00 1,128.69 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/02 23:00 1,128.39 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/03 00:00 1,128.91 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/03 01:00 1,129.82 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/03 02:00 1,130.05 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 03:00 1,130.55 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/03 04:00 1,130.36 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 05:00 1,130.15 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 06:00 1,130.13 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 07:00 1,130.89 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 08:00 1,130.92 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 09:00 1,130.38 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 10:00 1,130.27 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 11:00 1,130.15 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 12:00 1,130.26 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 13:00 1,130.69 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 14:00 1,130.90 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 15:00 1,130.79 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 16:00 1,130.77 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 17:00 1,130.39 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 18:00 1,130.40 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 19:00 1,129.74 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 20:00 1,129.79 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/03 21:00 1,130.11 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 22:00 1,129.87 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/03 23:00 1,129.89 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 00:00 1,130.71 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 01:00 1,130.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 02:00 1,130.75 1,182.00 99.8 U1 Operating at full power on the grid.

Unit-1 Gen 185 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/04 03:00 1,130.74 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 04:00 1,130.86 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 05:00 1,129.40 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 06:00 1,128.84 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 07:00 1,128.49 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 08:00 1,127.99 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 09:00 1,127.54 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 10:00 1,127.12 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 11:00 1,127.59 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 12:00 1,128.10 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 13:00 1,128.52 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 14:00 1,127.84 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 15:00 1,127.90 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 16:00 1,127.90 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 17:00 1,127.93 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 18:00 1,127.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 19:00 1,127.73 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 20:00 1,128.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/04 21:00 1,129.06 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 22:00 1,128.75 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/04 23:00 1,129.06 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 00:00 1,129.25 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 01:00 1,130.12 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 02:00 1,130.26 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 03:00 1,130.18 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 04:00 1,130.38 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/05 05:00 1,129.86 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 06:00 1,129.60 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 07:00 1,129.90 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 08:00 1,129.61 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/05 09:00 1,128.93 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 10:00 1,128.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 11:00 1,128.82 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 12:00 1,128.19 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 13:00 1,128.67 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 14:00 1,128.66 1,180.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/05 15:00 1,129.16 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 16:00 1,129.71 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 17:00 1,129.30 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 18:00 1,128.98 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 19:00 1,128.97 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 20:00 1,129.43 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/05 21:00 1,129.13 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/05 22:00 1,129.28 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/05 23:00 1,128.80 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/06 00:00 1,128.82 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 01:00 1,129.95 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 02:00 1,130.38 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 03:00 1,130.60 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 04:00 1,130.71 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 05:00 1,130.71 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 06:00 1,130.39 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 07:00 1,131.26 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 08:00 1,131.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 09:00 1,130.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 10:00 1,130.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 11:00 1,129.26 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 12:00 1,128.31 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 13:00 1,128.56 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 14:00 1,128.35 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 15:00 1,128.42 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 16:00 1,129.40 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 17:00 1,130.30 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/06 18:00 1,130.26 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 19:00 1,129.29 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 20:00 1,128.90 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 21:00 1,129.20 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 22:00 1,129.28 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/06 23:00 1,129.19 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/07 00:00 1,129.66 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 01:00 1,129.16 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 02:00 1,129.40 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/07 03:00 1,129.21 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 04:00 1,129.39 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 05:00 1,129.11 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 06:00 1,129.50 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 07:00 1,129.19 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 08:00 1,128.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 09:00 1,128.17 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 10:00 1,127.84 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 11:00 1,127.64 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 12:00 1,127.80 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 13:00 1,127.38 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 14:00 1,126.89 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 15:00 1,128.07 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/07 16:00 1,125.64 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 17:00 1,125.46 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/07 18:00 1,126.41 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/07 19:00 1,126.21 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 20:00 1,126.59 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 21:00 1,127.20 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 22:00 1,127.54 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/07 23:00 1,127.11 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 00:00 1,127.12 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 01:00 1,127.50 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 02:00 1,127.70 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 03:00 1,128.00 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 04:00 1,128.76 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/08 05:00 1,129.31 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 06:00 1,129.91 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 07:00 1,130.07 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 08:00 1,130.08 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 09:00 1,128.55 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 10:00 1,126.99 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/08 11:00 1,127.45 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/08 12:00 1,128.56 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 13:00 1,128.54 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 14:00 1,127.35 1,180.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/08 15:00 1,126.55 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 16:00 1,126.44 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 17:00 1,126.60 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/08 18:00 1,127.43 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/08 19:00 1,127.90 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 20:00 1,127.71 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 21:00 1,127.80 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/08 22:00 1,128.95 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/08 23:00 1,129.30 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 00:00 1,130.19 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/09 01:00 1,129.53 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/09 02:00 1,129.59 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 03:00 1,130.26 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 04:00 1,131.07 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 05:00 1,131.50 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/09 06:00 1,131.60 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 07:00 1,131.80 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/09 08:00 1,131.63 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 09:00 1,130.84 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/09 10:00 1,130.38 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 11:00 1,129.93 1,183.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/09 12:00 1,130.14 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 13:00 1,130.42 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 14:00 1,131.50 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 15:00 1,130.83 1,184.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/09 16:00 1,131.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 17:00 1,131.24 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 18:00 1,130.47 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 19:00 1,130.57 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 20:00 1,130.97 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/09 21:00 1,131.20 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 22:00 1,130.96 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/09 23:00 1,131.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 00:00 1,131.91 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 01:00 1,132.08 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 02:00 1,132.70 1,184.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/10 03:00 1,131.55 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 04:00 1,131.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 05:00 1,132.29 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 06:00 1,132.57 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 07:00 1,132.90 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 08:00 1,132.70 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 09:00 1,132.80 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 10:00 1,132.49 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 11:00 1,131.86 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 12:00 1,131.53 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 13:00 1,131.67 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 14:00 1,131.80 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 15:00 1,132.00 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 16:00 1,130.75 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 17:00 1,131.22 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 18:00 1,132.04 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 19:00 1,131.17 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 20:00 1,130.68 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/10 21:00 1,130.60 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 22:00 1,131.25 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/10 23:00 1,131.81 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/11 00:00 1,131.61 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 01:00 1,131.34 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 02:00 1,131.65 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 03:00 1,131.57 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 04:00 1,132.09 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 05:00 1,132.58 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 06:00 1,131.92 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 07:00 1,131.40 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 08:00 1,131.60 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 09:00 1,131.78 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 10:00 1,131.80 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 11:00 1,132.24 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/11 12:00 1,132.14 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 13:00 1,132.17 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 14:00 1,132.29 1,183.00 99.7 U1 Operating at full power on the grid.

Unit-1 Gen 190 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/11 15:00 1,132.42 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 16:00 1,132.15 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 17:00 1,132.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 18:00 1,132.45 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 19:00 1,132.39 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 20:00 1,132.14 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 21:00 1,131.96 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 22:00 1,132.05 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/11 23:00 1,131.32 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 00:00 1,131.13 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 01:00 1,130.47 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 02:00 1,129.85 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 03:00 1,130.47 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 04:00 1,130.90 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 05:00 1,130.84 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 06:00 1,131.71 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 07:00 1,132.11 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 08:00 1,132.26 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 09:00 1,132.60 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 10:00 1,132.45 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/12 11:00 1,132.19 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 12:00 1,131.87 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 13:00 1,131.53 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 14:00 1,130.82 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 15:00 1,130.93 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 16:00 1,130.77 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 17:00 1,130.79 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 18:00 1,131.70 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 19:00 1,131.23 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 20:00 1,130.96 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 21:00 1,131.51 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 22:00 1,131.41 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/12 23:00 1,131.68 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 00:00 1,131.99 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 01:00 1,131.68 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 02:00 1,131.09 1,182.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/13 03:00 1,131.41 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/13 04:00 1,131.59 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 05:00 1,131.50 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 06:00 1,132.44 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 07:00 1,132.38 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 08:00 1,131.99 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 09:00 1,132.62 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 10:00 1,132.14 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 11:00 1,131.04 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 12:00 1,131.45 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 13:00 1,131.39 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 14:00 1,130.76 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 15:00 1,130.19 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 16:00 1,130.43 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 17:00 1,130.13 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 18:00 1,131.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/13 19:00 1,132.20 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 20:00 1,131.84 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 21:00 1,132.37 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 22:00 1,132.34 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/13 23:00 1,131.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 00:00 1,131.46 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/14 01:00 1,131.39 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 02:00 1,131.06 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 03:00 1,131.35 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 04:00 1,130.47 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 05:00 1,130.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 06:00 1,130.44 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 07:00 1,130.44 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 08:00 1,130.44 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 09:00 1,132.07 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 10:00 1,132.47 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 11:00 1,131.59 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 12:00 1,131.42 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 13:00 1,131.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 14:00 1,130.32 1,181.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/14 15:00 1,130.23 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 16:00 1,130.30 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 17:00 1,130.76 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 18:00 1,131.14 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 19:00 1,130.95 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 20:00 1,131.06 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 21:00 1,131.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 22:00 1,133.34 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/14 23:00 1,133.30 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 00:00 1,131.97 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 01:00 1,130.44 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 02:00 1,130.20 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 03:00 1,130.39 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 04:00 1,130.79 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 05:00 1,130.50 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 06:00 1,130.11 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 07:00 1,131.27 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 08:00 1,131.30 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 09:00 1,131.88 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 10:00 1,132.57 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 11:00 1,132.44 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 12:00 1,132.46 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 13:00 1,132.40 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/15 14:00 1,131.14 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 15:00 1,130.95 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 16:00 1,129.65 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 17:00 1,128.85 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 18:00 1,130.56 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 19:00 1,131.13 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 20:00 1,131.07 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 21:00 1,131.41 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 22:00 1,131.53 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/15 23:00 1,130.82 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 00:00 1,131.05 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 01:00 1,131.54 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 02:00 1,131.27 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/16 03:00 1,131.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 04:00 1,131.29 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 05:00 1,130.03 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 06:00 1,129.70 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 07:00 1,130.27 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 08:00 1,130.71 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 09:00 1,131.65 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 10:00 1,132.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 11:00 1,131.50 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 12:00 1,132.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 13:00 1,132.20 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 14:00 1,131.03 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 15:00 1,130.30 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/16 16:00 1,129.44 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 17:00 1,129.97 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 18:00 1,131.34 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 19:00 1,130.76 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 20:00 1,130.84 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/16 21:00 1,131.37 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/16 22:00 1,131.21 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/16 23:00 1,130.39 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 00:00 1,130.67 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 01:00 1,129.93 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 02:00 1,129.09 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/17 03:00 1,129.66 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 04:00 1,129.94 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 05:00 1,130.05 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 06:00 1,130.49 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 07:00 1,130.43 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 08:00 1,129.90 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 09:00 1,130.98 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 10:00 1,131.45 1,182.00 100.8 U1 Operating at full power on the grid.
Unit 1 10/17 11:00 1,130.83 1,182.00 100.8 U1 Operating at full power on the grid.
Unit 1 10/17 12:00 1,131.39 1,182.00 100.9 U1 Operating at full power on the grid.
Unit 1 10/17 13:00 1,131.68 1,182.00 100.9 U1 Operating at full power on the grid.
Unit 1 10/17 14:00 1,130.13 1,182.00 100.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/17 15:00 1,129.41 1,179.00 100.7 U1 Operating at full power on the grid.
Unit 1 10/17 16:00 1,129.76 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 17:00 1,129.44 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/17 18:00 1,129.29 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 19:00 1,128.39 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 20:00 1,129.37 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 21:00 1,130.24 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/17 22:00 1,128.45 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/17 23:00 1,128.16 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 00:00 1,129.30 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 01:00 1,129.63 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 02:00 1,130.14 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/18 03:00 1,130.04 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 04:00 1,127.84 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 05:00 1,127.76 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 06:00 1,129.15 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 07:00 1,129.78 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 08:00 1,130.00 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 09:00 1,131.25 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 10:00 1,131.49 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 11:00 1,130.60 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 12:00 1,130.93 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 13:00 1,130.73 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 14:00 1,129.11 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 15:00 1,129.58 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 16:00 1,130.08 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 17:00 1,128.69 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 18:00 1,128.55 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 19:00 1,128.97 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 20:00 1,128.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/18 21:00 1,128.38 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/18 22:00 1,129.51 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/18 23:00 1,129.50 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 00:00 1,129.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 01:00 1,129.39 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 02:00 1,128.31 1,182.00 99.8 U1 Operating at full power on the grid.

Unit-1 Gen 195 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/19 03:00 1,128.57 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 04:00 1,128.72 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 05:00 1,128.62 1,182.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/19 06:00 1,129.26 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 07:00 1,129.48 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 08:00 1,129.17 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 09:00 1,130.38 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 10:00 1,130.60 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 11:00 1,130.08 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 12:00 1,130.71 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 13:00 1,130.30 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 14:00 1,130.19 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 15:00 1,130.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 16:00 1,129.57 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 17:00 1,129.25 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 18:00 1,129.53 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 19:00 1,129.91 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 20:00 1,129.32 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 21:00 1,130.24 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 22:00 1,131.05 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/19 23:00 1,130.99 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 00:00 1,131.48 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 01:00 1,130.94 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/20 02:00 1,131.09 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/20 03:00 1,130.90 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 04:00 1,130.88 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 05:00 1,130.52 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 06:00 1,130.60 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 07:00 1,130.49 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 08:00 1,130.46 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 09:00 1,131.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 10:00 1,130.93 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 11:00 1,130.45 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 12:00 1,130.55 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 13:00 1,130.22 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 14:00 1,130.19 1,181.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/20 15:00 1,131.17 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 16:00 1,131.29 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 17:00 1,130.90 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 18:00 1,131.15 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 19:00 1,130.49 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 20:00 1,130.33 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 21:00 1,130.44 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 22:00 1,130.49 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/20 23:00 1,130.60 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 00:00 1,131.18 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 01:00 1,131.12 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 02:00 1,131.09 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 03:00 1,131.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 04:00 1,132.10 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 05:00 1,132.08 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 06:00 1,131.91 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 07:00 1,132.17 1,184.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 08:00 1,132.01 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 09:00 1,131.90 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 10:00 1,132.05 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 11:00 1,131.18 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 12:00 1,130.24 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/21 13:00 1,130.60 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 14:00 1,130.62 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 15:00 1,130.28 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 16:00 1,130.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 17:00 1,130.62 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 18:00 1,131.01 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 19:00 1,130.71 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 20:00 1,130.49 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/21 21:00 621.54 1,181.00 99.9 21:01 U1 Started ramp-down due to high fouling rate at Intake.
Unit 1 10/21 22:00 499.26 542.00 49.8 21:10 U1 Ramp-down to 50% complete.
Unit 1 10/21 23:00 500.07 548.00 50.0 U1 Holding at 50% power.
Unit 1 10/22 00:00 500.41 549.00 50.2 U1 Holding at 50% power.
Unit 1 10/22 01:00 500.46 550.00 50.1 U1 Holding at 50% power.
Unit 1 10/22 02:00 501.27 549.00 50.1 U1 Holding at 50% power.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/22 03:00 501.73 550.00 50.2 U1 Holding at 50% power.
Unit 1 10/22 04:00 493.97 553.00 50.4 U1 Holding at 50% power.
Unit 1 10/22 05:00 475.43 525.00 48.2 U1 Holding at 50% power.
Unit 1 10/22 06:00 474.80 523.00 48.0 U1 Holding at 50% power.
Unit 1 10/22 07:00 474.80 523.00 48.0 U1 Holding at 50% power.
Unit 1 10/22 08:00 472.39 520.00 47.8 U1 Holding at 50% power.
Unit 1 10/22 09:00 472.08 520.00 47.9 U1 Holding at 50% power.
Unit 1 10/22 10:00 471.64 520.00 47.8 U1 Holding at 50% power.
Unit 1 10/22 11:00 471.37 520.00 47.9 U1 Holding at 50% power.
Unit 1 10/22 12:00 471.41 522.00 48.2 U1 Holding at 50% power.
Unit 1 10/22 13:00 470.28 519.00 48.0 U1 Holding at 50% power.
Unit 1 10/22 14:00 470.97 519.00 48.0 U1 Holding at 50% power.
Unit 1 10/22 15:00 471.07 524.00 46.6 U1 Holding at 50% power.
Unit 1 10/22 16:00 469.46 521.00 48.2 U1 Holding at 50% power.
Unit 1 10/22 17:00 470.22 520.00 48.2 U1 Holding at 50% power.
Unit 1 10/22 18:00 471.17 521.00 46.1 U1 Holding at 50% power.
Unit 1 10/22 19:00 468.29 519.00 47.9 U1 Holding at 50% power.
Unit 1 10/22 20:00 468.32 518.00 48.0 U1 Holding at 50% power.
Unit 1 10/22 21:00 467.96 517.00 47.9 U1 Holding at 50% power.
Unit 1 10/22 22:00 470.60 517.00 47.8 U1 Holding at 50% power.
Unit 1 10/22 23:00 471.24 525.00 48.4 U1 Holding at 50% power.
Unit 1 10/23 00:00 472.75 525.00 47.5 U1 Holding at 50% power.
Unit 1 10/23 01:00 470.17 520.00 47.9 U1 Holding at 50% power.
Unit 1 10/23 02:00 470.73 520.00 48.0 U1 Holding at 50% power.
Unit 1 10/23 03:00 474.75 521.00 47.9 03:40 U1 Started ramp-up to full power.
Unit 1 10/23 04:00 581.22 579.00 51.0 U1 Ramping to full power.
Unit 1 10/23 05:00 794.45 753.00 64.6 U1 Ramping to full power.
Unit 1 10/23 06:00 987.29 983.00 82.3 U1 Ramping to full power.
Unit 1 10/23 07:00 1,079.48 1,134.00 95.5 U1 Ramping to full power.
Unit 1 10/23 08:00 1,077.64 1,131.00 95.2 U1 Ramping to full power.
Unit 1 10/23 09:00 1,076.63 1,131.00 95.4 U1 Ramping to full power.
Unit 1 10/23 10:00 1,075.00 1,128.00 95.0 U1 Ramping to full power.
Unit 1 10/23 11:00 1,078.29 1,128.00 94.9 U1 Ramping to full power.
Unit 1 10/23 12:00 1,090.75 1,137.00 95.8 U1 Ramping to full power.
Unit 1 10/23 13:00 1,093.00 1,148.00 96.5 U1 Ramping to full power.
Unit 1 10/23 14:00 1,084.44 1,140.00 96.0 U1 Ramping to full power.

Unit-1 Gen 198 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/23 15:00 1,093.70 1,141.00 96.2 U1 Ramping to full power.
Unit 1 10/23 16:00 1,117.71 1,165.00 98.1 U1 Ramping to full power.
Unit 1 10/23 17:00 1,122.34 1,172.00 99.4 17:52 U1 Returned to full power.
Unit 1 10/23 18:00 1,127.62 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/23 19:00 1,125.43 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/23 20:00 1,123.66 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 10/23 21:00 1,123.40 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 10/23 22:00 1,126.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/23 23:00 1,127.25 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 00:00 1,128.23 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 01:00 1,127.82 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 02:00 1,126.50 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 03:00 1,126.78 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 04:00 1,126.16 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 05:00 1,126.07 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 06:00 1,126.28 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/24 07:00 1,126.44 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/24 08:00 1,126.69 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 09:00 1,125.89 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 10:00 1,124.66 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/24 11:00 1,123.48 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/24 12:00 1,123.61 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/24 13:00 1,124.77 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 10/24 14:00 1,125.76 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/24 15:00 1,127.39 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/24 16:00 1,127.37 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/24 17:00 1,126.94 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/24 18:00 1,128.36 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/24 19:00 1,128.36 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/24 20:00 1,128.89 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 21:00 1,128.54 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 22:00 1,128.84 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/24 23:00 1,128.62 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 00:00 1,128.36 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 01:00 1,128.76 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 02:00 1,128.80 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/25 03:00 1,128.64 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 04:00 1,128.50 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 05:00 1,128.10 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/25 06:00 1,128.21 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 07:00 1,127.93 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 08:00 1,127.71 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 09:00 1,127.63 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 10:00 1,126.55 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 11:00 1,124.89 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 12:00 1,124.88 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 13:00 1,124.01 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 14:00 1,122.00 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 15:00 1,122.66 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 16:00 1,123.33 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 17:00 1,124.05 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 18:00 1,124.13 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 19:00 1,123.68 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 20:00 1,125.42 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/25 21:00 1,125.54 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 22:00 1,124.16 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/25 23:00 1,124.72 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 00:00 1,125.08 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 01:00 1,124.97 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 02:00 1,125.19 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 03:00 1,125.08 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 04:00 1,126.46 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 05:00 1,127.61 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 06:00 1,126.87 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 07:00 1,126.01 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 08:00 1,125.27 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 09:00 1,125.32 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 10:00 1,125.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 11:00 1,125.35 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 12:00 1,124.61 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 13:00 1,124.29 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 14:00 1,124.21 1,175.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/26 15:00 1,124.51 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 16:00 1,125.29 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 17:00 1,126.94 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 18:00 1,128.00 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 19:00 1,127.79 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 20:00 1,126.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/26 21:00 1,125.60 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 22:00 1,126.01 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/26 23:00 1,126.13 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 00:00 1,126.62 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/27 01:00 1,127.34 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 02:00 1,127.63 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 03:00 1,127.99 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/27 04:00 1,128.51 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 05:00 1,127.05 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 06:00 1,127.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 07:00 1,127.58 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 08:00 1,127.91 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 09:00 1,128.45 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 10:00 1,128.89 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 11:00 1,128.76 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 12:00 1,128.21 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 13:00 1,127.15 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/27 14:00 1,126.90 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 15:00 1,127.56 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 16:00 1,126.88 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 17:00 1,126.80 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 18:00 1,127.35 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/27 19:00 1,127.88 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/27 20:00 1,128.01 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 21:00 1,127.80 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 22:00 1,127.90 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/27 23:00 1,127.54 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/28 00:00 1,129.00 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/28 01:00 1,127.61 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 02:00 1,126.36 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/28 03:00 1,126.57 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 04:00 1,127.43 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 05:00 1,127.65 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 06:00 1,127.41 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 07:00 1,127.71 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 08:00 1,128.10 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 09:00 1,128.03 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 10:00 1,127.59 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 11:00 1,128.11 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 12:00 1,128.37 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 13:00 1,127.46 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 14:00 1,126.48 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 15:00 1,125.52 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 16:00 1,125.95 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 17:00 1,125.72 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 18:00 1,125.96 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 19:00 1,126.62 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 20:00 1,126.48 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 21:00 1,127.07 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 22:00 1,127.00 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/28 23:00 1,127.10 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 00:00 1,127.14 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 01:00 1,127.10 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 02:00 1,126.52 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 03:00 1,126.29 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 04:00 1,126.71 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 05:00 1,126.13 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 06:00 1,126.02 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 07:00 1,125.62 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 08:00 1,126.10 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 09:00 1,126.14 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 10:00 1,126.23 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 11:00 1,126.26 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 12:00 1,126.24 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 13:00 1,125.83 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 14:00 1,126.02 1,177.00 99.8 U1 Operating at full power on the grid.

Unit-1 Gen 202 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/29 15:00 1,125.84 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 16:00 1,125.71 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 17:00 1,125.19 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 18:00 1,125.64 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/29 19:00 1,125.80 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 20:00 1,126.21 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 21:00 1,127.06 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 22:00 1,127.04 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/29 23:00 1,126.60 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 00:00 1,126.60 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 01:00 1,125.94 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 02:00 1,125.36 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 03:00 1,126.14 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 04:00 1,126.13 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 05:00 1,125.86 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 06:00 1,126.81 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 07:00 1,126.44 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 08:00 1,126.54 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 09:00 1,127.20 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 10:00 1,126.99 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 11:00 1,127.27 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 12:00 1,127.49 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 13:00 1,127.55 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 14:00 1,126.31 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 15:00 1,126.41 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 16:00 1,126.26 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 17:00 1,125.99 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 18:00 1,125.82 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 19:00 1,125.47 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 20:00 1,125.29 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 21:00 1,125.69 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 22:00 1,125.35 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/30 23:00 1,125.96 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 00:00 1,126.40 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 01:00 1,125.41 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 10/31 02:00 1,125.06 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 10/31 03:00 1,124.19 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 04:00 1,123.99 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 05:00 1,123.61 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 06:00 1,123.71 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 07:00 1,124.13 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 08:00 1,124.37 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 09:00 1,124.25 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 10:00 1,123.66 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 11:00 1,122.91 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 12:00 1,122.80 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 13:00 1,123.11 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 14:00 1,122.98 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 10/31 15:00 1,122.85 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 16:00 1,122.79 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 17:00 1,122.71 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 18:00 1,122.14 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 19:00 1,122.38 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 20:00 1,122.48 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 21:00 1,123.13 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 22:00 1,122.62 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 10/31 23:00 1,122.01 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 Total October 818,393.95 856,853.00 Average hourly generation:   ISO Meter = 1,099.99 Mw   PIMS = 1,151.68 Mw
Unit 1 11/01 00:00 1,122.55 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 01:00 1,122.79 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 02:00 1,123.21 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 03:00 1,124.15 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 04:00 1,124.79 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 05:00 1,124.43 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 06:00 1,125.06 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 07:00 1,125.34 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 08:00 1,125.67 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 09:00 1,126.08 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 10:00 1,125.47 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 11:00 1,125.25 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 12:00 1,125.21 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 13:00 1,125.22 1,176.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/01 14:00 1,124.44 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 15:00 1,124.29 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 16:00 1,124.70 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 17:00 1,123.69 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 18:00 1,123.77 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 19:00 1,123.81 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 20:00 1,122.62 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/01 21:00 1,121.44 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 22:00 1,121.11 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/01 23:00 1,121.12 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 00:00 1,121.10 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 01:00 1,121.90 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 02:00 1,122.75 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 03:00 1,122.35 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 04:00 1,122.25 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 05:00 1,122.56 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 06:00 1,121.75 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 07:00 1,122.21 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 08:00 1,122.09 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 09:00 1,122.09 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 10:00 1,121.81 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 11:00 1,121.63 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 12:00 1,121.20 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 13:00 1,120.19 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 14:00 1,120.49 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 15:00 1,120.26 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 16:00 1,119.79 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 17:00 1,119.65 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 18:00 1,119.62 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 19:00 1,119.76 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 20:00 1,120.54 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 21:00 1,120.44 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/02 22:00 1,120.74 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/02 23:00 1,120.92 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 00:00 1,120.78 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 01:00 1,121.36 1,172.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/03 02:00 1,120.89 1,173.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/03 03:00 1,120.74 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/03 04:00 1,120.24 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 05:00 1,119.26 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 06:00 1,119.24 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 07:00 1,118.96 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 08:00 1,119.72 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 09:00 1,119.63 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 10:00 1,119.51 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 11:00 1,119.59 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 12:00 1,119.35 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 13:00 1,118.50 1,169.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/03 14:00 1,119.35 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 15:00 1,119.21 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 16:00 1,118.74 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 17:00 1,118.31 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 18:00 1,118.54 1,170.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/03 19:00 1,118.15 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 20:00 1,118.20 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 21:00 1,118.40 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 22:00 1,118.32 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/03 23:00 1,118.97 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 00:00 1,119.00 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 01:00 1,118.45 1,168.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 02:00 1,118.15 1,168.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 03:00 1,117.73 1,168.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 04:00 1,117.70 1,168.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 05:00 1,118.01 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 06:00 1,117.31 1,168.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/04 07:00 1,117.99 1,169.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 08:00 1,118.60 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 09:00 1,118.65 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 10:00 1,118.66 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 11:00 1,118.56 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 12:00 1,117.85 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 13:00 1,118.20 1,170.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/04 14:00 1,119.40 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 15:00 1,119.24 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 16:00 1,119.61 1,170.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 17:00 1,120.85 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 18:00 1,120.61 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 19:00 1,120.05 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 20:00 1,120.80 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 21:00 1,120.71 1,171.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/04 22:00 1,120.50 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/04 23:00 1,120.65 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 00:00 1,121.02 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 01:00 1,121.03 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 02:00 1,121.49 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 03:00 1,121.97 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 04:00 1,122.15 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 05:00 1,122.06 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 06:00 1,121.67 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 07:00 1,122.65 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 08:00 1,122.79 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 09:00 1,121.75 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 10:00 1,121.23 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 11:00 1,122.20 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 12:00 1,121.91 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 13:00 1,121.40 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 14:00 1,121.68 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 15:00 1,120.39 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 16:00 1,119.50 1,171.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/05 17:00 1,119.55 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 18:00 1,122.41 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 19:00 1,122.04 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 20:00 1,121.35 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/05 21:00 1,121.57 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 22:00 1,121.98 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/05 23:00 1,122.01 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 00:00 1,121.98 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 01:00 1,123.75 1,175.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/06 02:00 1,124.06 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 03:00 1,123.33 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 04:00 1,123.76 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 05:00 1,124.49 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 06:00 1,123.82 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 07:00 1,123.73 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 08:00 1,123.90 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 09:00 1,122.84 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 10:00 1,122.57 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 11:00 1,122.83 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 12:00 1,123.27 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 13:00 1,122.78 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 14:00 1,122.50 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 15:00 1,122.05 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 16:00 1,122.16 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 17:00 1,123.02 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 18:00 1,125.67 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 19:00 1,125.54 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 20:00 1,125.80 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 21:00 1,124.80 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/06 22:00 1,123.92 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/06 23:00 1,124.10 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 00:00 1,125.23 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 01:00 1,124.67 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 02:00 1,122.83 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 03:00 1,122.97 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 04:00 1,122.13 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 05:00 1,122.05 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 06:00 1,121.83 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/07 07:00 1,122.56 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 08:00 1,122.89 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 09:00 1,123.37 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 10:00 1,123.31 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 11/07 11:00 1,123.87 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 12:00 1,123.40 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/07 13:00 1,121.49 1,173.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/07 14:00 1,121.31 1,173.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/07 15:00 1,121.57 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 16:00 1,121.19 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 17:00 1,122.87 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/07 18:00 1,124.15 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 19:00 1,122.14 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 20:00 1,123.90 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/07 21:00 1,126.06 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/07 22:00 1,123.80 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/07 23:00 1,122.64 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 00:00 1,122.88 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 01:00 1,123.17 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 02:00 1,121.74 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 03:00 1,121.83 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 04:00 1,122.87 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 05:00 1,123.47 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 06:00 1,122.85 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 07:00 1,122.55 1,174.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/08 08:00 1,122.01 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 09:00 1,121.69 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 10:00 1,120.20 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 11:00 1,121.10 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 12:00 1,120.40 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 13:00 1,119.85 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 14:00 1,120.54 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 15:00 1,121.28 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 16:00 1,121.03 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 17:00 1,121.41 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 18:00 1,122.02 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 19:00 1,125.35 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/08 20:00 1,127.93 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 21:00 1,129.02 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 22:00 1,128.00 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/08 23:00 1,125.94 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 00:00 1,126.56 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 01:00 1,127.03 1,178.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/09 02:00 1,127.80 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 03:00 1,128.32 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 04:00 1,128.15 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 05:00 1,128.72 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 06:00 1,128.42 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 07:00 1,127.91 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 08:00 1,127.63 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 09:00 1,127.66 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 10:00 1,127.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 11:00 1,127.60 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/09 12:00 1,127.78 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 13:00 1,127.71 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 14:00 1,128.10 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 15:00 1,128.44 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 16:00 1,128.61 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 17:00 1,129.40 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 18:00 1,129.78 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/09 19:00 1,129.56 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 20:00 1,129.13 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 21:00 1,128.51 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/09 22:00 1,129.35 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/09 23:00 1,129.43 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 00:00 1,129.50 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 01:00 1,129.41 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 02:00 1,129.75 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 03:00 1,130.28 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 04:00 1,130.78 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 05:00 1,130.49 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 06:00 1,130.13 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 07:00 1,130.28 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 08:00 1,129.95 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 09:00 1,128.03 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 10:00 1,127.90 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 11:00 1,128.00 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 12:00 1,128.36 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 13:00 1,128.49 1,180.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/10 14:00 1,129.10 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 15:00 1,129.30 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 16:00 1,128.44 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/10 17:00 1,128.40 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 18:00 1,128.74 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 19:00 1,128.47 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 20:00 1,128.26 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 21:00 1,127.04 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 22:00 1,126.96 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/10 23:00 1,127.40 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 00:00 1,127.43 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 01:00 1,126.74 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 02:00 1,128.05 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 03:00 1,130.29 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 04:00 1,129.54 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 05:00 1,127.04 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 06:00 1,127.17 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 07:00 1,126.96 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 08:00 1,128.04 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 09:00 1,128.75 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 10:00 1,128.10 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 11:00 1,127.61 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 12:00 1,127.61 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 13:00 1,127.32 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 14:00 1,127.30 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 15:00 1,128.05 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 16:00 1,128.77 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 17:00 1,129.85 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/11 18:00 1,130.19 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 19:00 1,129.20 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 20:00 1,130.30 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 21:00 1,130.79 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/11 22:00 1,129.81 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/11 23:00 1,129.41 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 00:00 1,128.58 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 01:00 1,128.34 1,182.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/12 02:00 1,129.30 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 03:00 1,129.50 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 04:00 1,129.19 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 05:00 1,130.23 1,182.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 06:00 1,131.04 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 07:00 1,130.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 08:00 1,130.80 1,183.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 09:00 1,130.32 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 10:00 1,129.63 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 11:00 1,129.08 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 12:00 1,128.65 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/12 13:00 1,127.94 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 14:00 1,128.01 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 15:00 1,127.91 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 16:00 1,128.24 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 17:00 1,129.65 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/12 18:00 1,130.88 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 19:00 1,131.16 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 20:00 1,130.52 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 21:00 1,130.89 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/12 22:00 1,130.52 1,183.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/12 23:00 1,130.80 1,184.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 00:00 1,130.30 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 01:00 1,129.35 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 02:00 1,129.75 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 03:00 1,129.86 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 04:00 1,129.70 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 05:00 1,130.41 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 06:00 1,130.13 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 07:00 1,130.10 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 08:00 1,131.39 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 09:00 1,131.70 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 10:00 1,131.01 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 11:00 1,130.64 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 12:00 1,129.98 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 13:00 1,129.73 1,181.00 100.0 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/13 14:00 1,129.83 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/13 15:00 1,129.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 16:00 1,130.16 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 17:00 1,131.06 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 18:00 1,131.22 1,182.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/13 19:00 1,131.10 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 20:00 1,131.91 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 21:00 1,131.49 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 22:00 1,131.46 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/13 23:00 1,131.23 1,183.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 00:00 1,130.07 1,181.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/14 01:00 1,129.49 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/14 02:00 1,129.65 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 03:00 1,129.48 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 04:00 1,129.14 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 05:00 1,129.92 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 06:00 1,129.66 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 07:00 1,129.46 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 08:00 1,130.38 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 09:00 1,130.60 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/14 10:00 1,130.27 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 11:00 1,130.38 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 12:00 1,129.46 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 13:00 1,128.32 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 14:00 1,128.65 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 15:00 1,128.70 1,180.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/14 16:00 1,128.25 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 17:00 1,128.95 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 18:00 1,129.22 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 19:00 1,129.46 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 20:00 1,129.68 1,182.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 21:00 1,126.23 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 22:00 1,126.14 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/14 23:00 1,127.40 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 00:00 1,128.11 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 01:00 1,127.90 1,179.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 213 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/15 02:00 1,128.44 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 03:00 1,128.52 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 04:00 1,128.18 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 05:00 1,128.83 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 06:00 1,128.57 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 07:00 1,128.42 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 08:00 1,129.25 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 09:00 1,129.46 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 10:00 1,127.65 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 11:00 1,125.34 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 12:00 1,125.66 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 13:00 1,126.01 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 14:00 1,125.74 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/15 15:00 1,124.85 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 16:00 1,125.29 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 17:00 1,126.70 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 18:00 1,127.42 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 19:00 1,127.69 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 20:00 1,128.47 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/15 21:00 1,125.57 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/15 22:00 1,124.02 1,175.00 100.6 U1 Operating at full power on the grid.
Unit 1 11/15 23:00 1,125.15 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 00:00 1,125.66 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 01:00 1,126.47 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 02:00 1,127.88 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 03:00 1,127.89 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/16 04:00 1,127.08 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 05:00 1,125.03 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 06:00 1,124.71 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 07:00 1,126.28 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/16 08:00 1,128.06 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/16 09:00 1,127.66 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 10:00 1,125.87 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 11:00 1,124.86 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 12:00 1,125.22 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 13:00 1,125.47 1,178.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/16 14:00 1,124.85 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 15:00 1,126.31 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 16:00 1,126.76 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 17:00 1,127.71 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 18:00 1,127.59 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 19:00 1,127.99 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 20:00 1,128.81 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 21:00 1,124.80 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 22:00 1,123.72 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/16 23:00 1,124.84 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 00:00 1,126.06 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 01:00 1,126.97 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 02:00 1,128.33 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 03:00 1,128.60 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 04:00 1,128.56 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 05:00 1,128.41 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 06:00 1,128.05 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 07:00 1,126.78 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 08:00 1,126.76 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 09:00 1,126.74 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 10:00 1,127.79 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 11:00 1,128.08 1,180.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 12:00 1,126.05 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 13:00 1,124.91 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 14:00 1,123.88 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 15:00 1,124.88 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 16:00 1,125.91 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 17:00 1,126.65 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 18:00 1,126.48 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 19:00 1,126.06 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 20:00 1,125.96 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/17 21:00 1,126.28 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 22:00 1,126.33 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/17 23:00 1,124.24 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 00:00 1,124.01 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 01:00 1,122.89 1,175.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/18 02:00 1,126.32 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 03:00 1,127.05 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 04:00 1,127.21 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 05:00 1,127.36 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 06:00 1,127.04 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 07:00 1,125.75 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 08:00 1,125.60 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 09:00 1,126.14 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 10:00 1,124.29 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 11:00 1,124.51 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 12:00 1,125.33 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 13:00 1,124.64 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 14:00 1,123.43 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 15:00 1,124.42 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 16:00 1,126.17 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 17:00 1,127.21 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/18 18:00 1,127.28 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 19:00 1,126.29 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 20:00 1,125.69 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/18 21:00 1,125.29 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 22:00 1,125.23 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/18 23:00 1,125.98 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 00:00 1,124.43 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 01:00 1,125.52 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 02:00 1,127.49 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 03:00 1,127.71 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 04:00 1,127.17 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 05:00 1,127.93 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 06:00 1,128.06 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/19 07:00 1,126.62 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 08:00 1,126.24 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 09:00 1,125.59 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 10:00 1,124.86 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 11:00 1,125.79 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 12:00 1,126.07 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 13:00 1,126.11 1,178.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/19 14:00 1,126.33 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 15:00 1,125.19 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 16:00 1,125.46 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 17:00 1,126.89 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 18:00 1,127.51 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 19:00 1,125.60 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 20:00 1,124.07 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 21:00 1,125.76 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/19 22:00 1,128.51 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/19 23:00 1,127.96 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 00:00 1,125.21 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 01:00 1,125.59 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 02:00 1,125.46 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 03:00 1,125.99 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 04:00 1,127.83 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 05:00 1,127.59 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 06:00 1,127.83 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/20 07:00 1,127.50 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 08:00 1,127.31 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 09:00 1,126.81 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 10:00 1,125.60 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 11:00 1,125.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 12:00 1,125.72 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 13:00 1,125.40 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 14:00 1,125.81 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/20 15:00 1,125.65 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 16:00 1,125.58 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 17:00 1,126.85 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 18:00 1,127.03 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 19:00 1,127.71 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 20:00 1,126.34 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 21:00 1,124.68 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/20 22:00 1,125.22 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/20 23:00 1,126.59 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 00:00 1,126.71 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 01:00 1,126.38 1,178.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/21 02:00 1,126.38 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 03:00 1,127.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 04:00 1,128.38 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 05:00 1,129.03 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 06:00 1,129.27 1,181.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 07:00 1,128.72 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 08:00 1,129.05 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 09:00 1,128.53 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 10:00 1,126.21 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 11:00 1,125.51 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 12:00 1,125.61 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 13:00 1,125.24 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 14:00 1,126.20 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 15:00 1,125.94 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 16:00 1,125.01 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 17:00 1,124.40 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 18:00 1,124.34 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 19:00 1,125.97 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 20:00 1,126.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/21 21:00 1,126.45 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 22:00 1,124.53 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/21 23:00 1,124.48 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 00:00 1,124.50 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 01:00 1,124.72 1,176.00 101.0 U1 Operating at full power on the grid.
Unit 1 11/22 02:00 1,126.02 1,177.00 101.0 U1 Operating at full power on the grid.
Unit 1 11/22 03:00 1,126.71 1,177.00 101.0 U1 Operating at full power on the grid.
Unit 1 11/22 04:00 1,126.53 1,178.00 101.1 U1 Operating at full power on the grid.
Unit 1 11/22 05:00 1,127.32 1,178.00 101.1 U1 Operating at full power on the grid.
Unit 1 11/22 06:00 1,126.69 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 07:00 1,125.91 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 08:00 1,125.91 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 09:00 1,125.81 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 10:00 1,125.26 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/22 11:00 1,125.90 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 12:00 1,125.18 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 13:00 1,123.95 1,177.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/22 14:00 1,124.24 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 15:00 1,124.03 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 16:00 1,123.91 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 17:00 1,124.49 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 18:00 1,125.46 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 19:00 1,125.37 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 20:00 1,126.25 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 21:00 1,124.97 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 22:00 1,124.72 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/22 23:00 1,124.14 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/23 00:00 1,124.49 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/23 01:00 1,125.51 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/23 02:00 1,125.60 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 03:00 1,125.27 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 04:00 1,125.41 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 05:00 1,126.04 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 06:00 1,125.41 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 07:00 1,125.32 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 08:00 1,125.94 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 09:00 1,126.02 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 10:00 1,126.16 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 11:00 1,126.60 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 12:00 1,126.34 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 13:00 1,125.73 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 14:00 1,125.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 15:00 1,125.83 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 16:00 1,125.80 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 17:00 1,124.39 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 18:00 1,124.95 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 19:00 1,125.52 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 20:00 1,126.46 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 21:00 1,126.42 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/23 22:00 1,126.27 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/23 23:00 1,126.50 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 00:00 1,126.17 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 01:00 1,126.06 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/24 02:00 1,126.11 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 03:00 1,126.45 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 04:00 1,126.71 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 05:00 1,127.43 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 06:00 1,127.36 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 07:00 1,126.48 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 08:00 1,126.19 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 09:00 1,125.94 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 10:00 1,125.06 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 11:00 1,124.71 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 12:00 1,123.89 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 13:00 1,123.00 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 14:00 1,123.41 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 15:00 1,123.59 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 16:00 1,123.50 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 17:00 1,123.12 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 18:00 1,122.98 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 11/24 19:00 1,123.34 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 20:00 1,124.80 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 21:00 1,124.88 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 22:00 1,126.22 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/24 23:00 1,127.17 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 00:00 1,124.93 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 01:00 1,124.74 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 02:00 1,125.60 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 03:00 1,125.88 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 04:00 1,125.49 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 05:00 1,125.93 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 06:00 1,126.17 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 07:00 1,125.73 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 08:00 1,126.31 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 09:00 1,126.40 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 10:00 1,125.83 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 11:00 1,125.41 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 12:00 1,125.27 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 13:00 1,124.38 1,176.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/25 14:00 1,124.49 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 15:00 1,124.16 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 16:00 1,122.93 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 17:00 1,123.01 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 18:00 1,123.28 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 19:00 1,123.23 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 20:00 1,123.84 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/25 21:00 1,123.65 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 22:00 1,123.41 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/25 23:00 1,123.50 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 00:00 1,122.94 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 01:00 1,121.90 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 02:00 1,122.09 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 03:00 1,122.09 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 04:00 1,122.07 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 05:00 1,122.92 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 06:00 1,123.27 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 07:00 1,123.37 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 08:00 1,123.90 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 09:00 1,124.35 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 10:00 1,124.10 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 11:00 1,123.10 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 12:00 1,121.90 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 13:00 1,121.41 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 14:00 1,121.64 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 15:00 1,121.53 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 16:00 1,121.26 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 17:00 1,121.55 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 18:00 1,122.09 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 19:00 1,121.78 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/26 20:00 1,122.34 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 21:00 1,122.71 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 22:00 1,122.79 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/26 23:00 1,122.64 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 00:00 1,122.37 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 01:00 1,122.41 1,174.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/27 02:00 1,122.70 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 03:00 1,123.07 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 04:00 1,123.65 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 05:00 1,124.04 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 06:00 1,124.10 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/27 07:00 1,124.31 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 08:00 1,124.41 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/27 09:00 1,123.88 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 10:00 1,123.29 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 11:00 1,123.55 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/27 12:00 1,122.94 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 13:00 1,122.09 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 14:00 1,122.39 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/27 15:00 1,121.85 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 16:00 1,121.63 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 17:00 1,122.40 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/27 18:00 1,122.62 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 19:00 1,123.05 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 20:00 1,123.99 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 21:00 1,123.46 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 22:00 1,123.02 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/27 23:00 1,123.61 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 00:00 1,123.30 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 01:00 1,122.36 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 02:00 1,122.67 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 03:00 1,122.82 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 04:00 1,122.67 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 05:00 1,123.62 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 06:00 1,123.72 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 07:00 1,123.65 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 08:00 1,124.61 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 09:00 1,124.69 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/28 10:00 1,124.01 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 11:00 1,124.41 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 12:00 1,124.25 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 13:00 1,123.20 1,175.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/28 14:00 1,123.34 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 15:00 1,122.90 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 16:00 1,122.40 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 17:00 1,122.76 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 18:00 1,122.75 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/28 19:00 1,122.75 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 20:00 1,123.31 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 21:00 1,123.20 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/28 22:00 1,122.65 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/28 23:00 1,122.64 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 00:00 1,122.56 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 01:00 1,122.12 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 02:00 1,122.96 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 03:00 1,123.20 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 04:00 1,122.39 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/29 05:00 1,123.40 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 06:00 1,123.66 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 07:00 1,123.48 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 08:00 1,123.61 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/29 09:00 1,123.71 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 10:00 1,123.20 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 11:00 1,123.13 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 12:00 1,123.03 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 13:00 1,121.86 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 14:00 1,121.30 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 15:00 1,121.28 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 16:00 1,120.72 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 17:00 1,120.28 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 18:00 1,120.34 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 19:00 1,120.39 1,172.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/29 20:00 1,120.64 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 21:00 1,121.26 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 22:00 1,121.38 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/29 23:00 1,121.47 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 00:00 1,121.71 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 01:00 1,122.24 1,174.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 11/30 02:00 1,121.88 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 03:00 1,121.77 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 04:00 1,122.09 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 05:00 1,121.65 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 06:00 1,121.38 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 07:00 1,122.07 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 08:00 1,121.83 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 09:00 1,121.65 1,173.00 99.7 U1 Operating at full power on the grid.
Unit 1 11/30 10:00 1,121.86 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 11:00 1,121.26 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/30 12:00 1,120.71 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 13:00 1,120.73 1,172.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 14:00 1,120.23 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 15:00 1,120.17 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 16:00 1,120.01 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 17:00 1,120.08 1,171.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 18:00 1,121.26 1,172.00 99.9 U1 Operating at full power on the grid.
Unit 1 11/30 19:00 1,121.90 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 20:00 1,121.64 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 21:00 1,121.62 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 22:00 1,121.95 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 11/30 23:00 1,122.09 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 Total November 809,951.18 846,982.00 Average hourly generation:   ISO Meter = 1,124.93 Mw   PIMS = 1,176.36 Mw
Unit 1 12/01 00:00 1,122.31 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/01 01:00 1,122.96 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/01 02:00 1,122.99 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/01 03:00 1,123.48 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 04:00 1,123.75 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 05:00 1,123.94 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 06:00 1,123.53 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 07:00 1,123.55 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 08:00 1,124.05 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 09:00 1,124.08 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 10:00 1,124.31 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 11:00 1,124.30 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 12:00 1,124.02 1,176.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/01 13:00 1,124.25 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 14:00 1,124.35 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 15:00 1,123.54 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 16:00 1,123.58 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 17:00 1,123.88 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 18:00 1,123.59 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 19:00 1,123.54 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 20:00 1,123.97 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 21:00 1,123.73 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/01 22:00 1,123.76 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/01 23:00 1,123.83 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 00:00 1,123.68 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 01:00 1,123.25 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 02:00 1,123.58 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 03:00 1,123.80 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 04:00 1,123.24 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 05:00 1,124.55 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 06:00 1,124.40 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 07:00 1,124.55 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 08:00 1,124.70 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 09:00 1,124.99 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 10:00 1,124.97 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 11:00 1,125.30 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 12:00 1,125.32 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 13:00 1,125.21 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 14:00 1,124.73 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 15:00 1,125.02 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 16:00 1,124.45 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 17:00 1,124.20 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 18:00 1,124.21 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 19:00 1,124.41 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/02 20:00 1,124.63 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 21:00 1,124.72 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 22:00 1,124.68 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/02 23:00 1,124.91 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 00:00 1,125.55 1,177.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/03 01:00 1,125.21 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 02:00 1,125.60 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 03:00 1,125.60 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 04:00 1,125.49 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 05:00 1,125.60 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 06:00 1,124.78 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 07:00 1,124.76 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 08:00 1,125.00 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 09:00 1,124.70 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 10:00 1,124.64 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 11:00 1,125.41 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 12:00 1,124.52 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 13:00 1,124.29 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 14:00 1,124.42 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 15:00 1,124.29 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 16:00 1,124.29 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 17:00 1,124.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 18:00 1,124.47 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 19:00 1,124.54 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 20:00 1,124.86 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 21:00 1,125.28 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/03 22:00 1,125.13 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/03 23:00 1,125.69 1,178.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 00:00 1,125.44 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 01:00 1,124.90 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 02:00 1,125.59 1,177.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 03:00 1,125.60 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 04:00 1,125.38 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 05:00 1,125.69 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 06:00 1,125.36 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 07:00 1,125.24 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 08:00 1,125.19 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 09:00 1,124.72 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 10:00 1,124.72 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 11:00 1,124.77 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 12:00 1,124.92 1,176.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/04 13:00 1,124.54 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 14:00 1,125.31 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 15:00 1,125.27 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 16:00 1,124.95 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 17:00 1,124.83 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/04 18:00 1,124.15 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 19:00 1,123.77 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 20:00 1,123.71 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 21:00 1,124.01 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 22:00 1,123.46 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/04 23:00 1,123.72 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 00:00 1,123.97 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 01:00 1,124.36 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 02:00 1,124.75 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 03:00 1,124.40 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 04:00 1,124.17 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 05:00 1,125.51 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 06:00 1,125.49 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 07:00 1,124.55 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 08:00 1,124.40 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 09:00 1,124.40 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 10:00 1,124.10 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/05 11:00 1,125.04 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 12:00 1,125.02 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 13:00 1,124.80 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 14:00 1,125.30 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 15:00 1,125.38 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 16:00 1,125.27 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/05 17:00 1,124.84 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 18:00 1,123.48 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 19:00 1,122.65 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 20:00 1,123.04 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 21:00 1,123.31 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 22:00 1,124.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/05 23:00 1,124.30 1,176.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/06 00:00 1,123.92 1,175.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/06 01:00 1,123.87 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 02:00 1,124.16 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 03:00 1,124.46 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 04:00 1,124.20 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 05:00 1,124.21 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 06:00 1,124.09 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 07:00 1,124.10 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 08:00 1,124.05 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 09:00 1,123.30 1,175.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/06 10:00 1,123.10 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 11:00 1,123.50 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 12:00 1,123.47 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 13:00 1,123.29 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 14:00 1,123.18 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 15:00 1,123.86 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 16:00 1,124.54 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 17:00 1,122.29 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 18:00 1,122.31 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 19:00 1,122.34 1,174.00 100.0 U1 Operating at full power on the grid.
Unit 1 12/06 20:00 1,122.49 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 21:00 1,122.67 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/06 22:00 1,123.58 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/06 23:00 1,124.50 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 00:00 1,124.29 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 01:00 1,123.76 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 02:00 1,123.73 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 03:00 1,124.33 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 04:00 1,123.55 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 05:00 1,123.46 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 06:00 1,123.06 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 07:00 1,122.61 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 08:00 1,123.35 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 09:00 1,123.11 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 10:00 1,122.69 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 11:00 1,123.23 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 12:00 1,124.04 1,174.00 99.9 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/07 13:00 1,122.71 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 14:00 1,122.89 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 15:00 1,123.50 1,173.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 16:00 1,125.39 1,174.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 17:00 1,125.26 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 18:00 1,123.90 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 19:00 1,124.39 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/07 20:00 1,124.16 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 21:00 1,123.24 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/07 22:00 1,122.50 1,173.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/07 23:00 1,123.07 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 00:00 1,122.98 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/08 01:00 1,122.60 1,173.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/08 02:00 1,124.05 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/08 03:00 1,124.75 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 04:00 1,123.96 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/08 05:00 1,123.99 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/08 06:00 1,124.70 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 07:00 1,124.97 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 08:00 1,125.19 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 09:00 1,125.30 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 10:00 1,124.78 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 11:00 1,124.91 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 12:00 1,124.95 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 13:00 1,125.71 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 14:00 1,125.85 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 15:00 1,125.32 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 16:00 1,126.33 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 17:00 1,127.15 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 18:00 1,126.99 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 19:00 1,125.93 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 20:00 1,125.41 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 21:00 1,124.64 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 22:00 1,124.42 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/08 23:00 1,125.26 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 00:00 1,125.85 1,177.00 99.9 U1 Operating at full power on the grid.

Unit-1 Gen 229 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/09 01:00 1,126.19 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 02:00 1,127.14 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 03:00 1,127.36 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 04:00 1,126.57 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 05:00 1,125.99 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 06:00 1,125.94 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 07:00 1,125.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 08:00 1,125.95 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 09:00 1,125.91 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 10:00 1,125.53 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 11:00 1,125.41 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 12:00 1,124.67 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 13:00 1,124.05 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 14:00 1,124.76 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 15:00 1,125.11 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 16:00 1,126.25 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 17:00 1,126.14 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 18:00 1,125.79 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 19:00 1,125.88 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 20:00 1,125.94 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 21:00 1,125.41 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 22:00 1,124.83 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/09 23:00 1,124.75 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 00:00 1,124.24 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 01:00 1,123.98 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 02:00 1,124.50 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 03:00 1,124.73 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 04:00 1,124.62 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 05:00 1,125.35 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 06:00 1,125.13 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 07:00 1,125.09 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 08:00 1,125.14 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 09:00 1,124.94 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 10:00 1,124.78 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 11:00 1,124.76 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 12:00 1,124.70 1,176.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/10 13:00 1,124.09 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 14:00 1,124.21 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 15:00 1,124.60 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 16:00 1,124.38 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 17:00 1,124.28 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 18:00 1,124.28 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 19:00 1,124.28 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 20:00 1,124.28 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 21:00 1,124.28 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 22:00 1,124.08 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/10 23:00 1,124.17 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 00:00 1,123.76 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 01:00 1,123.33 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 02:00 1,123.55 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 03:00 1,123.68 1,175.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/11 04:00 1,123.87 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 05:00 1,124.19 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/11 06:00 1,124.69 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 07:00 1,124.41 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 08:00 1,124.70 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 09:00 1,124.95 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 10:00 1,123.95 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 11:00 1,123.53 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/11 12:00 1,123.20 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 13:00 1,122.65 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 14:00 1,122.49 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 15:00 1,122.58 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/11 16:00 1,123.01 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 17:00 1,122.92 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/11 18:00 1,122.82 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 19:00 1,122.49 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 20:00 1,122.95 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 21:00 1,123.20 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/11 22:00 1,123.11 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/11 23:00 1,123.51 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 00:00 1,123.39 1,175.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/12 01:00 1,122.92 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 02:00 1,123.00 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 03:00 1,122.98 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 04:00 1,123.10 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 05:00 1,123.70 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 06:00 1,123.95 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 07:00 1,123.65 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 08:00 1,124.08 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 09:00 1,123.94 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 10:00 1,123.72 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 11:00 1,123.40 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 12:00 1,123.40 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 13:00 1,123.12 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 14:00 1,123.03 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 15:00 1,122.98 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 16:00 1,122.45 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 17:00 1,123.20 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/12 18:00 1,123.40 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 19:00 1,123.34 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 20:00 1,124.36 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/12 21:00 1,123.79 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 22:00 1,123.91 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/12 23:00 1,124.29 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 00:00 1,124.03 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 01:00 1,124.03 1,146.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/13 02:00 1,124.11 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 03:00 1,124.24 1,174.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 04:00 1,123.94 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 05:00 1,124.31 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/13 06:00 1,124.66 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 07:00 1,124.67 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 08:00 1,125.38 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 09:00 1,126.35 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 10:00 1,127.82 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 11:00 1,127.84 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/13 12:00 1,127.26 1,176.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/13 13:00 1,124.34 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/13 14:00 1,124.33 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 15:00 1,123.87 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 16:00 1,123.99 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 17:00 1,124.41 1,175.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 18:00 1,125.02 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 19:00 1,127.89 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 20:00 1,128.61 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/13 21:00 1,126.85 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 22:00 1,126.50 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/13 23:00 1,126.79 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 00:00 1,126.79 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 01:00 1,126.63 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 02:00 1,126.29 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/14 03:00 1,126.67 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 04:00 1,126.19 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/14 05:00 1,126.38 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 06:00 1,126.49 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/14 07:00 1,126.88 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 08:00 1,127.66 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 09:00 1,128.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 10:00 1,127.15 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 11:00 1,126.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 12:00 1,126.02 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 13:00 1,125.05 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 14:00 1,124.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 15:00 1,124.17 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 16:00 1,124.25 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/14 17:00 1,124.24 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 18:00 1,124.12 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 19:00 1,124.28 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 20:00 1,124.00 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 21:00 1,124.29 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 22:00 1,124.87 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/14 23:00 1,125.49 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 00:00 1,125.34 1,178.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/15 01:00 1,125.56 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 02:00 1,126.22 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 03:00 1,126.56 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 04:00 1,125.61 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 05:00 1,125.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 06:00 1,125.51 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 07:00 1,125.24 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/15 08:00 1,125.44 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/15 09:00 1,125.37 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 10:00 1,125.14 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 11:00 1,125.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 12:00 1,126.57 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 13:00 1,126.00 1,177.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/15 14:00 1,125.75 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 15:00 1,125.65 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/15 16:00 1,125.27 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 17:00 1,125.82 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 18:00 1,127.34 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 19:00 1,124.65 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 20:00 1,125.23 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 21:00 1,126.05 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 22:00 1,126.41 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/15 23:00 1,126.26 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 00:00 1,126.25 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 01:00 1,126.21 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 02:00 1,126.20 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 03:00 1,125.72 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 04:00 1,125.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 05:00 1,125.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 06:00 1,125.74 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 07:00 1,125.71 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 08:00 1,126.05 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 09:00 1,126.21 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 10:00 1,125.69 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 11:00 1,126.08 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 12:00 1,125.99 1,177.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/16 13:00 1,125.48 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 14:00 1,125.37 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/16 15:00 1,125.60 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 16:00 1,124.61 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/16 17:00 1,124.86 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 18:00 1,124.61 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 19:00 1,124.20 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/16 20:00 1,124.84 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/16 21:00 1,124.67 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/16 22:00 1,124.55 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/16 23:00 1,125.24 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/17 00:00 1,125.41 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 01:00 1,125.54 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 02:00 1,126.23 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 03:00 1,126.15 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 04:00 1,125.77 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 05:00 1,126.00 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/17 06:00 1,126.09 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/17 07:00 1,125.49 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 08:00 1,126.15 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 09:00 1,125.89 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 10:00 1,125.70 1,177.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 11:00 1,126.35 1,178.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 12:00 1,126.90 1,178.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 13:00 1,126.71 1,178.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 14:00 1,126.79 1,179.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 15:00 1,126.62 1,178.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 16:00 1,126.35 1,178.00 100.2 U1 Operating at full power on the grid.
Unit 1 12/17 17:00 1,125.64 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/17 18:00 1,124.91 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 19:00 1,124.78 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 20:00 1,125.08 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 21:00 1,124.70 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 22:00 1,124.53 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/17 23:00 1,125.14 1,176.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/18 00:00 1,125.30 1,176.00 99.8 U1 Operating at full power on the grid.

Unit-1 Gen 235 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/18 01:00 1,125.30 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 02:00 1,127.11 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 03:00 1,128.40 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 04:00 1,126.74 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 05:00 1,127.69 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 06:00 1,127.20 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 07:00 1,126.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 08:00 1,127.00 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 09:00 1,127.11 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 10:00 1,126.39 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 11:00 1,126.72 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 12:00 1,127.01 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/18 13:00 1,126.97 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 14:00 1,127.28 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 15:00 1,127.59 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 16:00 1,127.20 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 17:00 1,127.33 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 18:00 1,126.57 1,178.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/18 19:00 1,125.85 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 20:00 1,125.72 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 21:00 1,124.89 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 22:00 1,124.74 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/18 23:00 1,124.77 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 00:00 1,125.38 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 01:00 1,125.85 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 02:00 1,126.64 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 03:00 1,126.16 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 04:00 1,125.64 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 05:00 1,126.35 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 06:00 1,126.85 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/19 07:00 1,128.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 08:00 1,128.14 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 09:00 1,126.16 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 10:00 1,125.63 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 11:00 1,125.86 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 12:00 1,126.12 1,177.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/19 13:00 1,125.97 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 14:00 1,126.23 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 15:00 1,126.86 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/19 16:00 1,126.79 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 17:00 1,126.44 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/19 18:00 1,126.01 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 19:00 1,125.38 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 20:00 1,124.92 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 21:00 1,124.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 22:00 1,124.74 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/19 23:00 1,125.30 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 00:00 1,125.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 01:00 1,125.08 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 02:00 1,125.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 03:00 1,125.71 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 04:00 1,125.93 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 05:00 1,126.88 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 06:00 1,127.50 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 07:00 1,127.49 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 08:00 1,127.10 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 09:00 1,126.53 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/20 10:00 1,125.68 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 11:00 1,126.36 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 12:00 1,126.49 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 13:00 1,126.32 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 14:00 1,126.88 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 15:00 1,126.60 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 16:00 1,126.45 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 17:00 1,126.46 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 18:00 1,126.53 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 19:00 1,126.14 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/20 20:00 1,126.55 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 21:00 1,125.93 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 22:00 1,125.73 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/20 23:00 1,126.34 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 00:00 1,126.80 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/21 01:00 1,127.13 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 02:00 1,127.75 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 03:00 1,127.76 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 04:00 1,127.36 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 05:00 1,127.96 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 06:00 1,127.68 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 07:00 1,127.33 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 08:00 1,127.42 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 09:00 1,126.90 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 10:00 1,126.49 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 11:00 1,126.05 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 12:00 1,125.87 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 13:00 1,125.41 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 14:00 1,125.33 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/21 15:00 1,124.80 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 16:00 1,124.21 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/21 17:00 1,125.06 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/21 18:00 1,125.10 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 19:00 1,125.40 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/21 20:00 1,125.88 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/21 21:00 1,125.71 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 22:00 1,125.10 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/21 23:00 1,125.03 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 00:00 1,124.70 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 01:00 1,124.33 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 02:00 1,124.82 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 03:00 1,125.72 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 04:00 1,126.09 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 05:00 1,126.00 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 06:00 1,126.41 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 07:00 1,126.02 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 08:00 1,125.86 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 09:00 1,125.65 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 10:00 1,125.21 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 11:00 1,125.64 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 12:00 1,125.12 1,177.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/22 13:00 1,125.00 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 14:00 1,125.32 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 15:00 1,125.45 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 16:00 1,125.30 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 17:00 1,126.01 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 18:00 1,125.90 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 19:00 1,125.51 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/22 20:00 1,126.24 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 21:00 1,125.96 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 22:00 1,127.62 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/22 23:00 1,127.98 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 00:00 1,125.33 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 01:00 1,124.56 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 02:00 1,124.86 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 03:00 1,124.74 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 04:00 1,124.31 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 05:00 1,124.91 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 06:00 1,124.95 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 07:00 1,125.19 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 08:00 1,125.41 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 09:00 1,125.29 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 10:00 1,125.04 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 11:00 1,125.17 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 12:00 1,125.60 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 13:00 1,125.60 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 14:00 1,125.79 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 15:00 1,125.30 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 16:00 1,125.19 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 17:00 1,125.60 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 18:00 1,125.08 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 19:00 1,124.83 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 20:00 1,125.21 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/23 21:00 1,125.39 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 22:00 1,125.03 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/23 23:00 1,125.07 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 00:00 1,124.79 1,177.00 99.6 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/24 01:00 1,124.20 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 02:00 1,124.57 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 03:00 1,124.82 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 04:00 1,124.50 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/24 05:00 1,124.80 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 06:00 1,124.72 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 07:00 1,124.39 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 08:00 1,124.48 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/24 09:00 1,124.81 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 10:00 1,124.50 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 11:00 1,124.09 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 12:00 1,123.55 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/24 13:00 1,123.15 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 14:00 1,123.46 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 15:00 1,123.09 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 16:00 1,123.46 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 17:00 1,123.86 1,175.00 99.5 U1 Operating at full power on the grid.
Unit 1 12/24 18:00 1,124.10 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 19:00 1,124.58 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 20:00 1,124.74 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 21:00 1,124.51 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 22:00 1,124.56 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/24 23:00 1,124.42 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 00:00 1,124.10 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 01:00 1,124.52 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 02:00 1,124.51 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 03:00 1,124.85 1,176.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 04:00 1,125.14 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 05:00 1,125.66 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 06:00 1,126.01 1,177.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 07:00 1,125.81 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 08:00 1,126.13 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 09:00 1,126.15 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 10:00 1,125.38 1,178.00 100.7 U1 Operating at full power on the grid.
Unit 1 12/25 11:00 1,124.29 1,177.00 100.7 U1 Operating at full power on the grid.
Unit 1 12/25 12:00 1,122.48 1,175.00 99.7 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/25 13:00 1,122.10 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 14:00 1,122.19 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 15:00 1,122.37 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 16:00 1,122.10 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 17:00 1,122.30 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 18:00 1,122.32 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 19:00 1,122.46 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 20:00 1,122.92 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 21:00 1,122.92 1,174.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/25 22:00 1,122.41 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/25 23:00 1,123.49 1,174.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/26 00:00 1,123.86 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 01:00 1,124.07 1,175.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 02:00 1,124.15 1,175.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/26 03:00 1,124.55 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 04:00 1,124.85 1,176.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 05:00 1,125.80 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 06:00 1,125.90 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 07:00 1,125.91 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 08:00 1,125.98 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/26 09:00 1,126.11 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/26 10:00 1,126.08 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 11:00 1,126.38 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 12:00 1,126.15 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 13:00 1,126.49 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 14:00 1,126.36 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 15:00 1,126.24 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 16:00 1,126.47 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 17:00 1,126.79 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 18:00 1,126.15 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 19:00 1,126.24 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 20:00 1,126.52 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 21:00 1,126.62 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/26 22:00 1,126.91 1,178.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/26 23:00 1,127.00 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 00:00 1,126.63 1,179.00 99.7 U1 Operating at full power on the grid.

Unit-1 Gen 241 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/27 01:00 1,126.03 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 02:00 1,126.78 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 03:00 1,126.90 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 04:00 1,126.69 1,177.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 05:00 1,127.39 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 06:00 1,127.37 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 07:00 1,127.20 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/27 08:00 1,127.95 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 09:00 1,128.36 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 10:00 1,127.88 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 11:00 1,127.46 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 12:00 1,127.20 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 13:00 1,126.32 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 14:00 1,126.05 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 15:00 1,126.45 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 16:00 1,126.85 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 17:00 1,126.91 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 18:00 1,127.79 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 19:00 1,127.62 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 20:00 1,127.33 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 21:00 1,127.35 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 22:00 1,128.01 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/27 23:00 1,128.61 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 00:00 1,128.66 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 01:00 1,128.89 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 02:00 1,129.02 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 03:00 1,128.89 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 04:00 1,128.61 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 05:00 1,128.72 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 06:00 1,128.59 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 07:00 1,128.87 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 08:00 1,129.50 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 09:00 1,129.24 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 10:00 1,129.15 1,180.00 101.3 U1 Operating at full power on the grid.
Unit 1 12/28 11:00 1,129.19 1,181.00 101.3 U1 Operating at full power on the grid.
Unit 1 12/28 12:00 1,129.10 1,180.00 101.3 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/28 13:00 1,129.15 1,180.00 101.4 U1 Operating at full power on the grid.
Unit 1 12/28 14:00 1,129.05 1,181.00 101.4 U1 Operating at full power on the grid.
Unit 1 12/28 15:00 1,128.52 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 16:00 1,128.06 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 17:00 1,128.12 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 18:00 1,127.84 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 19:00 1,127.84 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 20:00 1,127.87 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 21:00 1,128.24 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 22:00 1,128.70 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/28 23:00 1,129.00 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 00:00 1,128.44 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 01:00 1,127.78 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 02:00 1,128.51 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 03:00 1,128.26 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 04:00 1,127.85 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 05:00 1,128.46 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 06:00 1,128.99 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/29 07:00 1,128.70 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 08:00 1,129.00 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 09:00 1,129.20 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 10:00 1,128.72 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 11:00 1,129.39 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/29 12:00 1,129.30 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 13:00 1,128.08 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/29 14:00 1,128.00 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 15:00 1,128.21 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 16:00 1,127.60 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 17:00 1,127.24 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 18:00 1,127.31 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 19:00 1,127.20 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 20:00 1,127.50 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 21:00 1,128.02 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 22:00 1,128.14 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/29 23:00 1,128.26 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 00:00 1,128.36 1,180.00 99.8 U1 Operating at full power on the grid.

Unit-1 Gen 243 of 274



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/30 01:00 1,127.79 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 02:00 1,128.30 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 03:00 1,128.80 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 04:00 1,128.36 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 05:00 1,128.80 1,181.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 06:00 1,128.55 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 07:00 1,128.10 1,181.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 08:00 1,128.31 1,180.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 09:00 1,128.17 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 10:00 1,127.97 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 11:00 1,127.58 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 12:00 1,128.01 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 13:00 1,127.00 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 14:00 1,125.71 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 15:00 1,126.78 1,176.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 16:00 1,126.79 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 17:00 1,127.07 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 18:00 1,126.94 1,179.00 99.9 U1 Operating at full power on the grid.
Unit 1 12/30 19:00 1,126.15 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 20:00 1,126.42 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 21:00 1,126.71 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/30 22:00 1,127.05 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/30 23:00 1,127.27 1,180.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 00:00 1,127.11 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 01:00 1,127.41 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 02:00 1,127.11 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 03:00 1,126.43 1,179.00 99.6 U1 Operating at full power on the grid.
Unit 1 12/31 04:00 1,126.64 1,177.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 05:00 1,127.05 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 06:00 1,126.95 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 07:00 1,126.66 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 08:00 1,127.35 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 09:00 1,127.47 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 10:00 1,127.05 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 11:00 1,127.71 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 12:00 1,127.34 1,179.00 99.8 U1 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 1 12/31 13:00 1,126.80 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 14:00 1,127.19 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 15:00 1,127.11 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 16:00 1,126.41 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 17:00 1,126.51 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 18:00 1,126.34 1,178.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 19:00 1,125.85 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 20:00 1,126.70 1,178.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 21:00 1,126.49 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 12/31 22:00 1,126.96 1,179.00 99.7 U1 Operating at full power on the grid.
Unit 1 12/31 23:00 1,127.34 1,179.00 99.8 U1 Operating at full power on the grid.
Unit 1 Total December 837,328.56 875,571.00 Average hourly generation:   ISO Meter = 1,125.44 Mw   PIMS = 1,176.84 Mw
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
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Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1

Average Gross Reactor
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-1 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 1 Main Meter PG-DIABLO-1M   POWERGEN.MDAS.DC1MMWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 1 Unit 1 Unit 1
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Date Time Mwe Mwe Percent Operating Comments
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/01 00:00 1,124.20 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 01:00 1,123.65 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 02:00 1,123.94 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 03:00 1,124.28 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 04:00 1,124.63 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 05:00 1,124.39 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 06:00 1,124.78 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 07:00 1,125.01 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 08:00 1,125.15 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 09:00 1,125.00 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 10:00 1,124.97 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 11:00 1,124.10 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 12:00 1,124.41 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 13:00 1,124.40 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 14:00 1,124.61 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 15:00 1,124.64 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 16:00 1,125.08 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 17:00 1,124.65 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 18:00 1,124.90 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 19:00 1,124.59 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 20:00 1,124.38 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 21:00 1,124.61 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 22:00 1,124.09 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/01 23:00 1,124.29 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 00:00 1,124.54 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 01:00 1,124.66 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 02:00 1,124.91 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 03:00 1,124.91 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 04:00 1,125.01 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/02 05:00 1,124.64 1,179.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/02 06:00 1,124.14 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 07:00 1,124.20 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 08:00 1,123.78 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/02 09:00 1,124.10 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 10:00 1,124.14 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 11:00 1,123.22 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 12:00 1,122.69 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 13:00 1,122.44 1,179.00 101.1 U2 Operating at full power on the grid.
Unit 2 01/02 14:00 1,122.68 1,179.00 101.1 U2 Operating at full power on the grid.
Unit 2 01/02 15:00 1,122.83 1,179.00 101.1 U2 Operating at full power on the grid.
Unit 2 01/02 16:00 1,122.26 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 17:00 1,121.83 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 18:00 1,121.49 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 19:00 1,121.79 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 20:00 1,122.09 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/02 21:00 1,122.42 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/02 22:00 1,122.57 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/02 23:00 1,122.26 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 00:00 1,122.15 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 01:00 1,122.56 1,177.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 02:00 1,122.69 1,178.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 03:00 1,123.09 1,178.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 04:00 1,123.55 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 05:00 1,123.39 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 06:00 1,123.80 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 07:00 1,123.91 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 08:00 1,123.28 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 09:00 1,122.79 1,178.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 10:00 1,122.20 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 11:00 1,121.90 1,177.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/03 12:00 1,122.34 1,177.00 101.2 U2 Operating at full power on the grid.
Unit 2 01/03 13:00 1,121.99 1,177.00 101.2 U2 Operating at full power on the grid.
Unit 2 01/03 14:00 1,121.24 1,177.00 101.1 U2 Operating at full power on the grid.
Unit 2 01/03 15:00 1,121.83 1,176.00 101.1 U2 Operating at full power on the grid.
Unit 2 01/03 16:00 1,122.74 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 17:00 1,120.54 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 18:00 1,120.30 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 19:00 1,120.90 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/03 20:00 1,121.77 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 21:00 1,122.25 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 22:00 1,122.62 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/03 23:00 1,122.13 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 00:00 1,121.22 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 01:00 1,121.55 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 02:00 1,121.68 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 03:00 1,122.01 1,178.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/04 04:00 1,122.20 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 05:00 1,122.74 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 06:00 1,123.58 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 07:00 1,123.53 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 08:00 1,123.03 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 09:00 1,122.83 1,178.00 101.2 U2 Operating at full power on the grid.
Unit 2 01/04 10:00 1,121.97 1,179.00 101.3 U2 Operating at full power on the grid.
Unit 2 01/04 11:00 1,122.01 1,178.00 101.3 U2 Operating at full power on the grid.
Unit 2 01/04 12:00 1,121.90 1,177.00 101.2 U2 Operating at full power on the grid.
Unit 2 01/04 13:00 1,120.85 1,175.00 101.4 U2 Operating at full power on the grid.
Unit 2 01/04 14:00 1,120.92 1,178.00 101.3 U2 Operating at full power on the grid.
Unit 2 01/04 15:00 1,120.85 1,179.00 101.3 U2 Operating at full power on the grid.
Unit 2 01/04 16:00 1,121.28 1,179.00 101.2 U2 Operating at full power on the grid.
Unit 2 01/04 17:00 1,120.47 1,179.00 101.3 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/04 18:00 1,120.48 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 19:00 1,120.61 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 20:00 1,121.25 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 21:00 1,122.65 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 22:00 1,123.48 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/04 23:00 1,123.49 1,179.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/05 00:00 1,123.20 1,179.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/05 01:00 1,123.09 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 02:00 1,123.41 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 03:00 1,123.20 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 04:00 1,123.31 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 05:00 1,122.88 1,179.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 06:00 1,122.04 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 07:00 1,122.01 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 08:00 1,121.13 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 09:00 1,120.25 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 10:00 1,119.56 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 11:00 1,118.50 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 12:00 1,117.73 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 13:00 1,117.21 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 14:00 1,117.10 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 15:00 1,116.73 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 16:00 1,117.00 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 17:00 1,117.45 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 18:00 1,117.71 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/05 19:00 1,117.90 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/05 20:00 1,118.48 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 21:00 1,118.45 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 22:00 1,118.45 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/05 23:00 1,118.45 1,172.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/06 00:00 1,118.45 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 01:00 1,118.45 1,171.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 02:00 1,118.45 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 03:00 1,118.45 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 04:00 1,118.45 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 05:00 1,118.45 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 06:00 1,118.45 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 07:00 1,118.45 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 08:00 1,118.45 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 09:00 1,118.45 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 10:00 1,118.45 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 11:00 1,118.45 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 12:00 1,118.45 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 13:00 1,117.78 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 14:00 1,116.38 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 15:00 1,116.47 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 16:00 1,116.47 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 17:00 1,116.40 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 18:00 1,116.82 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/06 19:00 1,116.84 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 20:00 1,117.05 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 21:00 1,117.28 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 22:00 1,117.70 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/06 23:00 1,117.32 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 00:00 1,117.30 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 01:00 1,117.16 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 02:00 1,117.10 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 03:00 1,117.04 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 04:00 1,116.65 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 05:00 1,116.70 1,172.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/07 06:00 1,116.47 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 07:00 1,116.64 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 08:00 1,116.20 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 09:00 1,116.61 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 10:00 1,116.68 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 11:00 1,116.44 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 12:00 1,117.05 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 13:00 1,116.99 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 14:00 1,117.05 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 15:00 1,117.28 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 16:00 1,117.14 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 17:00 1,116.67 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 18:00 1,117.51 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/07 19:00 1,117.40 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 20:00 1,117.27 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 21:00 1,117.64 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 22:00 1,117.77 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/07 23:00 1,117.95 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 00:00 1,118.01 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 01:00 1,117.95 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 02:00 1,117.04 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 03:00 1,117.51 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 04:00 1,118.05 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 05:00 1,118.19 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 06:00 1,118.50 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 07:00 1,118.64 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 08:00 1,118.26 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 09:00 1,118.59 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/08 10:00 1,118.66 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 11:00 1,117.84 1,172.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/08 12:00 1,117.54 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 13:00 1,117.51 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 14:00 1,117.21 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 15:00 1,117.33 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 16:00 1,117.36 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 17:00 1,117.32 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 18:00 1,117.85 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 19:00 1,118.09 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 20:00 1,118.09 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 21:00 1,118.80 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 22:00 1,119.16 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/08 23:00 1,119.14 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 00:00 1,118.89 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 01:00 1,118.44 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 02:00 1,117.52 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 03:00 1,117.81 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 04:00 1,117.62 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/09 05:00 1,117.66 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 06:00 1,117.92 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 07:00 1,117.85 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 08:00 1,117.95 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 09:00 1,118.62 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 10:00 1,118.61 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 11:00 1,118.21 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 12:00 1,117.77 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/09 13:00 1,117.40 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/09 14:00 1,116.83 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 15:00 1,117.14 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 16:00 1,117.11 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 17:00 1,116.71 1,172.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/09 18:00 1,117.00 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 19:00 1,117.07 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 20:00 1,117.10 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 21:00 1,117.10 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 22:00 1,117.23 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/09 23:00 1,119.17 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 00:00 1,118.90 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 01:00 1,116.69 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 02:00 1,116.67 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 03:00 1,117.29 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 04:00 1,117.31 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 05:00 1,117.29 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 06:00 1,117.97 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 07:00 1,118.40 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 08:00 1,118.11 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 09:00 1,118.41 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/10 10:00 1,118.01 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 11:00 1,117.59 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/10 12:00 1,117.35 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 13:00 1,117.30 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 14:00 1,117.10 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/10 15:00 1,117.32 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 16:00 1,117.29 1,172.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/10 17:00 1,116.90 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 18:00 1,117.20 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 19:00 1,117.41 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 20:00 1,117.24 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 21:00 1,117.95 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 22:00 1,117.92 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/10 23:00 1,117.84 1,172.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/11 00:00 1,118.04 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 01:00 1,117.83 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 02:00 1,118.30 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 03:00 1,119.14 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 04:00 1,118.97 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 05:00 1,118.94 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 06:00 1,119.36 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 07:00 1,119.15 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 08:00 1,119.06 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 09:00 1,119.70 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 10:00 1,119.78 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 11:00 1,119.47 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 12:00 1,118.96 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 13:00 1,118.70 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 14:00 1,118.22 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 15:00 1,118.87 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 16:00 1,118.79 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 17:00 1,118.39 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 18:00 1,119.56 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 19:00 1,119.47 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 20:00 1,119.08 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 21:00 1,119.95 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/11 22:00 1,120.30 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/11 23:00 1,120.51 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/12 00:00 1,120.76 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 01:00 1,121.25 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/12 02:00 1,120.56 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 03:00 1,120.30 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 04:00 1,120.33 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 05:00 1,120.08 1,174.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/12 06:00 1,120.40 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 07:00 1,119.93 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 08:00 1,120.07 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 09:00 1,120.05 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 10:00 1,119.95 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 11:00 1,119.97 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 12:00 1,120.06 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 13:00 1,119.80 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/12 14:00 1,119.22 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 15:00 1,119.04 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 16:00 1,118.69 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 17:00 1,118.31 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 18:00 1,117.63 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 19:00 1,117.66 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/12 20:00 1,117.68 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 21:00 1,118.12 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/12 22:00 1,118.92 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/12 23:00 1,119.05 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 00:00 1,118.69 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 01:00 1,118.61 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/13 02:00 1,118.50 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 03:00 1,118.40 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/13 04:00 1,118.30 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 05:00 1,118.61 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 06:00 1,118.75 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/13 07:00 1,119.04 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 08:00 1,118.96 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 09:00 1,119.13 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 10:00 1,119.39 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 11:00 1,119.93 1,175.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/13 12:00 1,120.12 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 13:00 1,119.59 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 14:00 1,119.06 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 15:00 1,118.70 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 16:00 1,118.81 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 17:00 1,118.49 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 18:00 1,118.28 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 19:00 1,118.73 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 20:00 1,118.56 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/13 21:00 1,118.91 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 22:00 1,119.29 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/13 23:00 1,119.71 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 00:00 1,119.96 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 01:00 1,120.04 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 02:00 1,120.11 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 03:00 1,119.78 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 04:00 1,119.81 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 05:00 1,119.78 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 06:00 1,119.63 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 07:00 1,119.29 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/14 08:00 1,118.61 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/14 09:00 1,118.62 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 10:00 1,118.85 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 11:00 1,119.01 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 12:00 1,119.19 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 13:00 1,119.10 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 14:00 1,118.36 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 15:00 1,118.69 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 16:00 1,118.24 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 17:00 1,117.85 1,173.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/14 18:00 1,118.05 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 19:00 1,117.73 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 20:00 1,117.54 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/14 21:00 1,118.15 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/14 22:00 1,118.89 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/14 23:00 1,119.67 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 00:00 1,119.82 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 01:00 1,119.25 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 02:00 1,119.06 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 03:00 1,119.03 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 04:00 1,118.74 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 05:00 1,118.10 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 06:00 1,118.25 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 07:00 1,118.03 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 08:00 1,118.27 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 09:00 1,118.50 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 10:00 1,118.79 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 11:00 1,118.60 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 12:00 1,118.92 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 13:00 1,119.43 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 14:00 1,119.15 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 15:00 1,119.09 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 16:00 1,119.04 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 17:00 1,118.50 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 18:00 1,118.95 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 19:00 1,119.19 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 20:00 1,118.78 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/15 21:00 1,118.89 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 22:00 1,119.34 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/15 23:00 1,119.59 1,176.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/16 00:00 1,119.50 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/16 01:00 1,119.47 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 02:00 1,119.96 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/16 03:00 1,122.35 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 04:00 1,121.02 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 05:00 1,119.02 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 06:00 1,119.46 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 07:00 1,119.76 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 08:00 1,119.75 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/16 09:00 1,120.38 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 10:00 1,120.48 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/16 11:00 1,120.62 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 12:00 1,120.80 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 13:00 1,121.01 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 14:00 1,120.01 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 15:00 1,120.26 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 16:00 1,120.35 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 17:00 1,119.70 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/16 18:00 1,120.25 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 19:00 1,120.80 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 20:00 1,120.35 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 21:00 1,120.83 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 22:00 1,121.28 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/16 23:00 1,121.38 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 00:00 1,121.56 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 01:00 1,121.84 1,177.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/17 02:00 1,122.09 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 03:00 1,121.46 1,178.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/17 04:00 1,121.78 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 05:00 1,121.58 1,178.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/17 06:00 1,121.81 1,178.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 07:00 1,121.49 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 08:00 1,121.18 1,177.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/17 09:00 1,120.74 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 10:00 1,119.94 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 11:00 1,119.29 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 12:00 1,119.54 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/17 13:00 1,119.02 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 14:00 1,119.09 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 15:00 1,119.80 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 16:00 1,119.70 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/17 17:00 1,120.38 1,176.00 100.7 U2 Operating at full power on the grid.
Unit 2 01/17 18:00 1,120.50 1,176.00 100.7 U2 Operating at full power on the grid.
Unit 2 01/17 19:00 1,118.91 1,176.00 100.6 U2 Operating at full power on the grid.
Unit 2 01/17 20:00 1,117.59 1,174.00 100.5 U2 Operating at full power on the grid.
Unit 2 01/17 21:00 1,117.94 1,174.00 100.5 U2 Operating at full power on the grid.
Unit 2 01/17 22:00 1,118.31 1,174.00 100.5 U2 Operating at full power on the grid.
Unit 2 01/17 23:00 1,118.01 1,173.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/18 00:00 1,118.61 1,174.00 99.7 U2 Operating at full power on the grid.
Unit 2 01/18 01:00 1,118.48 1,174.00 99.7 U2 Operating at full power on the grid.
Unit 2 01/18 02:00 1,118.60 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/18 03:00 1,119.02 1,174.00 99.7 U2 Operating at full power on the grid.
Unit 2 01/18 04:00 1,119.79 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/18 05:00 1,120.62 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 06:00 1,121.01 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/18 07:00 1,120.68 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 08:00 1,119.95 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 09:00 1,120.04 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 10:00 1,119.13 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/18 11:00 1,118.90 1,174.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/18 12:00 1,118.78 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 13:00 1,118.50 1,175.00 100.5 U2 Operating at full power on the grid.
Unit 2 01/18 14:00 1,118.50 1,175.00 100.6 U2 Operating at full power on the grid.
Unit 2 01/18 15:00 1,118.55 1,175.00 100.6 U2 Operating at full power on the grid.
Unit 2 01/18 16:00 1,119.26 1,176.00 100.6 U2 Operating at full power on the grid.
Unit 2 01/18 17:00 1,119.63 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 18:00 1,119.42 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 19:00 1,118.83 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/18 20:00 1,118.50 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/18 21:00 1,118.99 1,175.00 100.6 U2 Operating at full power on the grid.
Unit 2 01/18 22:00 1,119.00 1,175.00 100.7 U2 Operating at full power on the grid.
Unit 2 01/18 23:00 1,118.66 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 00:00 1,118.84 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 01:00 1,118.78 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 02:00 1,119.09 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 03:00 1,119.39 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 04:00 1,119.50 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 05:00 1,120.20 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 06:00 1,120.56 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 07:00 1,120.59 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 08:00 1,120.29 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 09:00 1,120.31 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 10:00 1,119.46 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 11:00 1,119.48 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 12:00 1,119.39 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 13:00 1,119.80 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 14:00 1,119.27 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 15:00 1,119.53 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 16:00 1,119.65 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 17:00 1,120.02 1,175.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/19 18:00 1,120.39 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 19:00 1,120.13 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 20:00 1,119.63 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/19 21:00 1,119.56 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 22:00 1,119.92 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/19 23:00 1,119.37 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 00:00 1,119.40 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 01:00 1,119.76 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 02:00 1,119.78 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 03:00 1,119.80 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 04:00 1,120.05 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 05:00 1,119.81 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 06:00 1,120.36 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 07:00 1,120.40 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 08:00 1,120.19 1,176.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 09:00 1,119.95 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 10:00 1,119.91 1,175.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 11:00 1,119.49 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 12:00 1,119.10 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 13:00 1,118.83 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 14:00 1,118.67 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 15:00 1,118.73 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 16:00 1,118.87 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/20 17:00 1,119.10 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 18:00 1,120.26 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/20 19:00 1,120.26 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/20 20:00 1,120.15 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 21:00 1,120.31 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 22:00 1,120.24 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/20 23:00 1,120.08 1,176.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/21 00:00 1,120.68 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 01:00 1,120.52 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 02:00 1,120.14 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 03:00 1,120.70 1,177.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 04:00 1,120.79 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 05:00 1,120.27 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 06:00 1,120.37 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 07:00 1,120.11 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 08:00 1,119.74 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 09:00 1,119.74 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 10:00 1,119.74 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 11:00 1,119.74 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 12:00 1,119.74 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 13:00 1,119.74 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 14:00 1,119.74 1,176.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 15:00 1,119.07 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 16:00 1,118.80 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 17:00 1,118.20 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 18:00 1,117.85 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 19:00 1,117.40 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 20:00 1,117.10 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 21:00 1,117.25 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/21 22:00 1,117.73 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/21 23:00 1,117.56 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 00:00 1,117.61 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 01:00 1,117.90 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 02:00 1,117.49 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 03:00 1,117.59 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 04:00 1,118.07 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 05:00 1,118.49 1,174.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/22 06:00 1,118.68 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 07:00 1,118.50 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/22 08:00 1,118.53 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/22 09:00 1,118.77 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 10:00 1,118.99 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/22 11:00 1,119.14 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/22 12:00 1,118.80 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/22 13:00 1,118.07 1,174.00 99.6 U2 Operating at full power on the grid.
Unit 2 01/22 14:00 1,117.49 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 15:00 1,117.59 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 16:00 1,118.43 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/22 17:00 1,117.66 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 18:00 1,117.51 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 19:00 1,117.28 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 20:00 1,117.10 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 21:00 1,117.95 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 22:00 1,117.65 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/22 23:00 1,117.53 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/23 00:00 1,117.77 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 01:00 1,117.68 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/23 02:00 1,118.10 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/23 03:00 1,118.36 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 04:00 1,117.54 1,175.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/23 05:00 1,117.40 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 06:00 1,118.37 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 07:00 1,118.49 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 08:00 1,118.11 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 09:00 1,117.71 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 10:00 1,117.78 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 11:00 1,117.92 1,175.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/23 12:00 1,117.74 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 13:00 1,117.22 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 14:00 1,117.05 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 15:00 1,116.99 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 16:00 1,117.36 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 17:00 1,116.91 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/23 18:00 1,117.00 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 19:00 1,116.89 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 20:00 1,117.08 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/23 21:00 1,117.42 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/23 22:00 1,117.44 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/23 23:00 1,116.89 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 00:00 1,117.10 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 01:00 1,117.21 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 02:00 1,118.09 1,171.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/24 03:00 1,118.50 1,173.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/24 04:00 1,118.63 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/24 05:00 1,118.42 1,174.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/24 06:00 1,118.39 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 07:00 1,118.50 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 08:00 1,118.43 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 09:00 1,120.15 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/24 10:00 1,120.09 1,176.00 99.7 U2 Operating at full power on the grid.
Unit 2 01/24 11:00 1,119.22 1,176.00 100.0 U2 Operating at full power on the grid.
Unit 2 01/24 12:00 1,118.76 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 13:00 1,118.26 1,175.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 14:00 1,117.53 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 15:00 1,117.35 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 16:00 1,117.14 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/24 17:00 1,116.95 1,173.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/24 18:00 1,117.17 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 19:00 1,117.26 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 20:00 1,116.83 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/24 21:00 1,116.59 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 22:00 1,116.51 1,170.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/24 23:00 1,118.26 1,170.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 00:00 1,118.26 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 01:00 1,115.85 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 02:00 1,115.71 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 03:00 1,115.90 1,172.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 04:00 1,115.68 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 05:00 1,115.70 1,172.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 06:00 1,116.46 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 07:00 1,116.51 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 08:00 1,116.54 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 09:00 1,116.80 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 10:00 1,116.61 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 11:00 1,116.23 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 12:00 1,116.68 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/25 13:00 1,116.35 1,174.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 14:00 1,115.95 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 15:00 1,116.50 1,172.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/25 16:00 1,116.24 1,174.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/25 17:00 1,115.91 1,172.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 18:00 1,115.60 1,173.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 19:00 1,115.43 1,173.00 99.9 U2 Operating at full power on the grid.
Unit 2 01/25 20:00 1,115.28 1,172.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 21:00 1,115.16 1,171.00 99.8 U2 Operating at full power on the grid.
Unit 2 01/25 22:00 1,115.05 1,170.00 99.7 22:04 U2 Started 2R14 Refueling Outage Coastdown, per Ops Shift Log.
Unit 2 01/25 23:00 1,115.01 1,171.00 99.7 U2 2R14 Coastdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/26 00:00 1,114.90 1,169.00 99.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 01:00 1,114.57 1,172.00 99.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 02:00 1,114.61 1,171.00 99.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 03:00 1,113.89 1,170.00 99.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 04:00 1,112.13 1,170.00 99.5 U2 2R14 Coastdown in progress.
Unit 2 01/26 05:00 1,111.55 1,168.00 99.4 U2 2R14 Coastdown in progress.
Unit 2 01/26 06:00 1,110.96 1,167.00 99.5 U2 2R14 Coastdown in progress.
Unit 2 01/26 07:00 1,110.85 1,167.00 99.4 U2 2R14 Coastdown in progress.
Unit 2 01/26 08:00 1,109.89 1,167.00 99.4 U2 2R14 Coastdown in progress.
Unit 2 01/26 09:00 1,109.36 1,167.00 99.2 U2 2R14 Coastdown in progress.
Unit 2 01/26 10:00 1,108.61 1,167.00 99.3 U2 2R14 Coastdown in progress.
Unit 2 01/26 11:00 1,107.69 1,165.00 99.2 U2 2R14 Coastdown in progress.
Unit 2 01/26 12:00 1,107.14 1,165.00 99.2 U2 2R14 Coastdown in progress.
Unit 2 01/26 13:00 1,106.19 1,163.00 99.1 U2 2R14 Coastdown in progress.
Unit 2 01/26 14:00 1,105.24 1,163.00 99.1 U2 2R14 Coastdown in progress.
Unit 2 01/26 15:00 1,104.16 1,163.00 99.0 U2 2R14 Coastdown in progress.
Unit 2 01/26 16:00 1,103.59 1,160.00 98.9 U2 2R14 Coastdown in progress.
Unit 2 01/26 17:00 1,103.65 1,161.00 98.9 U2 2R14 Coastdown in progress.
Unit 2 01/26 18:00 1,102.52 1,159.00 98.8 U2 2R14 Coastdown in progress.
Unit 2 01/26 19:00 1,102.31 1,160.00 98.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 20:00 1,102.05 1,160.00 98.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 21:00 1,101.52 1,159.00 98.7 U2 2R14 Coastdown in progress.
Unit 2 01/26 22:00 1,100.90 1,158.00 98.6 U2 2R14 Coastdown in progress.
Unit 2 01/26 23:00 1,100.51 1,159.00 98.6 U2 2R14 Coastdown in progress.
Unit 2 01/27 00:00 1,100.34 1,158.00 98.6 U2 2R14 Coastdown in progress.
Unit 2 01/27 01:00 1,099.75 1,158.00 98.5 U2 2R14 Coastdown in progress.
Unit 2 01/27 02:00 1,099.51 1,156.00 98.5 U2 2R14 Coastdown in progress.
Unit 2 01/27 03:00 1,099.40 1,156.00 98.5 U2 2R14 Coastdown in progress.
Unit 2 01/27 04:00 1,098.95 1,156.00 98.5 U2 2R14 Coastdown in progress.
Unit 2 01/27 05:00 1,098.18 1,155.00 98.4 U2 2R14 Coastdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/27 06:00 1,098.09 1,155.00 98.4 U2 2R14 Coastdown in progress.
Unit 2 01/27 07:00 1,097.90 1,156.00 98.4 U2 2R14 Coastdown in progress.
Unit 2 01/27 08:00 1,097.44 1,153.00 98.4 U2 2R14 Coastdown in progress.
Unit 2 01/27 09:00 1,096.90 1,154.00 98.3 U2 2R14 Coastdown in progress.
Unit 2 01/27 10:00 1,096.61 1,152.00 98.3 U2 2R14 Coastdown in progress.
Unit 2 01/27 11:00 1,096.32 1,151.00 98.3 U2 2R14 Coastdown in progress.
Unit 2 01/27 12:00 1,096.14 1,152.00 98.3 U2 2R14 Coastdown in progress.
Unit 2 01/27 13:00 1,096.00 1,153.00 98.2 U2 2R14 Coastdown in progress.
Unit 2 01/27 14:00 1,095.70 1,153.00 98.2 U2 2R14 Coastdown in progress.
Unit 2 01/27 15:00 1,094.25 1,150.00 98.1 U2 2R14 Coastdown in progress.
Unit 2 01/27 16:00 1,092.86 1,150.00 98.1 U2 2R14 Coastdown in progress.
Unit 2 01/27 17:00 1,092.29 1,148.00 98.1 U2 2R14 Coastdown in progress.
Unit 2 01/27 18:00 1,091.02 1,146.00 98.0 U2 2R14 Coastdown in progress.
Unit 2 01/27 19:00 1,090.69 1,147.00 98.0 U2 2R14 Coastdown in progress.
Unit 2 01/27 20:00 1,090.33 1,148.00 97.9 U2 2R14 Coastdown in progress.
Unit 2 01/27 21:00 1,089.34 1,146.00 97.9 U2 2R14 Coastdown in progress.
Unit 2 01/27 22:00 1,089.01 1,146.00 97.8 U2 2R14 Coastdown in progress.
Unit 2 01/27 23:00 1,088.79 1,146.00 97.8 U2 2R14 Coastdown in progress.
Unit 2 01/28 00:00 1,088.85 1,146.00 97.8 U2 2R14 Coastdown in progress.
Unit 2 01/28 01:00 1,088.39 1,146.00 97.7 U2 2R14 Coastdown in progress.
Unit 2 01/28 02:00 1,087.45 1,145.00 97.7 U2 2R14 Coastdown in progress.
Unit 2 01/28 03:00 1,087.00 1,143.00 97.7 U2 2R14 Coastdown in progress.
Unit 2 01/28 04:00 1,086.91 1,145.00 97.6 U2 2R14 Coastdown in progress.
Unit 2 01/28 05:00 1,086.36 1,144.00 97.6 U2 2R14 Coastdown in progress.
Unit 2 01/28 06:00 1,085.64 1,144.00 97.5 U2 2R14 Coastdown in progress.
Unit 2 01/28 07:00 1,085.30 1,142.00 97.4 U2 2R14 Coastdown in progress.
Unit 2 01/28 08:00 1,085.11 1,141.00 97.4 U2 2R14 Coastdown in progress.
Unit 2 01/28 09:00 1,084.96 1,141.00 97.4 U2 2R14 Coastdown in progress.
Unit 2 01/28 10:00 1,083.90 1,138.00 97.3 U2 2R14 Coastdown in progress.
Unit 2 01/28 11:00 1,083.59 1,140.00 97.3 U2 2R14 Coastdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/28 12:00 1,083.40 1,139.00 97.3 U2 2R14 Coastdown in progress.
Unit 2 01/28 13:00 1,083.10 1,140.00 97.3 U2 2R14 Coastdown in progress.
Unit 2 01/28 14:00 1,082.16 1,140.00 97.2 U2 2R14 Coastdown in progress.
Unit 2 01/28 15:00 1,081.51 1,139.00 97.1 U2 2R14 Coastdown in progress.
Unit 2 01/28 16:00 1,081.22 1,139.00 97.1 U2 2R14 Coastdown in progress.
Unit 2 01/28 17:00 1,081.19 1,138.00 97.1 U2 2R14 Coastdown in progress.
Unit 2 01/28 18:00 1,080.91 1,138.00 97.1 U2 2R14 Coastdown in progress.
Unit 2 01/28 19:00 1,080.63 1,137.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/28 20:00 1,079.80 1,137.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/28 21:00 1,079.85 1,137.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/28 22:00 1,079.80 1,137.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/28 23:00 1,079.64 1,138.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/29 00:00 1,078.24 1,136.00 97.0 U2 2R14 Coastdown in progress.
Unit 2 01/29 01:00 1,073.45 1,136.00 98.0 U2 2R14 Coastdown in progress.
Unit 2 01/29 02:00 1,066.68 1,126.00 98.0 U2 2R14 Coastdown in progress.
Unit 2 01/29 03:00 1,064.50 1,121.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 04:00 1,063.98 1,122.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 05:00 1,063.74 1,116.00 95.9 U2 2R14 Coastdown in progress.
Unit 2 01/29 06:00 1,063.69 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 07:00 1,063.81 1,120.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 08:00 1,063.78 1,120.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 09:00 1,064.05 1,120.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 10:00 1,063.96 1,120.00 95.4 U2 2R14 Coastdown in progress.
Unit 2 01/29 11:00 1,063.69 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 12:00 1,063.48 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 13:00 1,063.10 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 14:00 1,062.89 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 15:00 1,062.66 1,120.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 16:00 1,062.31 1,120.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/29 17:00 1,062.40 1,119.00 95.2 U2 2R14 Coastdown in progress.

Unit-2 Gen 23 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/29 18:00 1,061.91 1,119.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/29 19:00 1,061.79 1,119.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/29 20:00 1,061.55 1,118.00 95.1 U2 2R14 Coastdown in progress.
Unit 2 01/29 21:00 1,061.24 1,118.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/29 22:00 1,061.45 1,119.00 95.3 U2 2R14 Coastdown in progress.
Unit 2 01/29 23:00 1,061.55 1,118.00 95.1 U2 2R14 Coastdown in progress.
Unit 2 01/30 00:00 1,061.60 1,118.00 95.1 U2 2R14 Coastdown in progress.
Unit 2 01/30 01:00 1,062.10 1,117.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/30 02:00 1,062.32 1,119.00 95.2 U2 2R14 Coastdown in progress.
Unit 2 01/30 03:00 1,061.70 1,120.00 95.1 U2 2R14 Coastdown in progress.
Unit 2 01/30 04:00 1,060.93 1,118.00 95.1 U2 2R14 Coastdown in progress.
Unit 2 01/30 05:00 1,060.61 1,117.00 95.0 U2 2R14 Coastdown in progress.
Unit 2 01/30 06:00 1,059.85 1,117.00 95.0 U2 2R14 Coastdown in progress.
Unit 2 01/30 07:00 1,059.54 1,116.00 95.0 U2 2R14 Coastdown in progress.
Unit 2 01/30 08:00 1,059.17 1,116.00 95.0 U2 2R14 Coastdown in progress.
Unit 2 01/30 09:00 1,059.01 1,116.00 95.0 U2 2R14 Coastdown in progress.
Unit 2 01/30 10:00 1,058.66 1,115.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 11:00 1,058.71 1,114.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 12:00 1,058.70 1,115.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 13:00 1,058.70 1,113.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 14:00 1,058.81 1,114.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 15:00 1,058.79 1,115.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 16:00 1,058.72 1,115.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 17:00 1,058.50 1,115.00 94.9 U2 2R14 Coastdown in progress.
Unit 2 01/30 18:00 1,058.19 1,114.00 94.8 U2 2R14 Coastdown in progress.
Unit 2 01/30 19:00 1,057.99 1,114.00 94.8 U2 2R14 Coastdown in progress.
Unit 2 01/30 20:00 1,057.33 1,114.00 94.8 U2 2R14 Coastdown in progress.
Unit 2 01/30 21:00 1,057.01 1,114.00 94.8 U2 2R14 Coastdown in progress.
Unit 2 01/30 22:00 1,058.38 1,113.00 94.8 U2 2R14 Coastdown in progress.
Unit 2 01/30 23:00 1,058.74 1,114.00 94.7 U2 2R14 Coastdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 01/31 00:00 1,056.42 1,113.00 94.7 U2 2R14 Coastdown in progress.
Unit 2 01/31 01:00 1,056.24 1,114.00 94.7 U2 2R14 Coastdown in progress.
Unit 2 01/31 02:00 1,056.25 1,113.00 94.6 U2 2R14 Coastdown in progress.
Unit 2 01/31 03:00 1,056.35 1,112.00 94.7 U2 2R14 Coastdown in progress.
Unit 2 01/31 04:00 1,056.69 1,112.00 94.6 U2 2R14 Coastdown in progress.
Unit 2 01/31 05:00 1,056.95 1,112.00 94.6 U2 2R14 Coastdown in progress.
Unit 2 01/31 06:00 1,056.82 1,112.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 07:00 1,056.55 1,112.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 08:00 1,056.32 1,111.00 94.6 U2 2R14 Coastdown in progress.
Unit 2 01/31 09:00 1,056.32 1,112.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 10:00 1,056.23 1,112.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 11:00 1,056.09 1,111.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 12:00 1,056.01 1,110.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 13:00 1,055.92 1,112.00 94.5 U2 2R14 Coastdown in progress.
Unit 2 01/31 14:00 1,055.42 1,113.00 94.4 U2 2R14 Coastdown in progress.
Unit 2 01/31 15:00 1,055.00 1,112.00 94.4 U2 2R14 Coastdown in progress.
Unit 2 01/31 16:00 1,054.87 1,111.00 94.4 U2 2R14 Coastdown in progress.
Unit 2 01/31 17:00 1,054.04 1,108.00 94.3 U2 2R14 Coastdown in progress.
Unit 2 01/31 18:00 1,053.58 1,109.00 94.2 U2 2R14 Coastdown in progress.
Unit 2 01/31 19:00 1,053.59 1,109.00 94.2 U2 2R14 Coastdown in progress.
Unit 2 01/31 20:00 1,053.29 1,107.00 94.2 U2 2R14 Coastdown in progress.
Unit 2 01/31 21:00 1,053.10 1,109.00 94.2 U2 2R14 Coastdown in progress.
Unit 2 01/31 22:00 1,052.47 1,110.00 94.2 U2 2R14 Coastdown in progress.
Unit 2 01/31 23:00 1,052.19 1,109.00 94.1 U2 2R14 Coastdown in progress.
Unit 2 Total January 826,765.11 868,300.00 ATS ISO Meter data appears to be AOK
Unit 2 02/01 00:00 1,052.21 1,108.00 94.1 U2 2R14 Coastdown in progress.
Unit 2 02/01 01:00 1,052.08 1,107.00 94.1 U2 2R14 Coastdown in progress.
Unit 2 02/01 02:00 1,051.25 1,109.00 94.0 U2 2R14 Coastdown in progress.
Unit 2 02/01 03:00 1,050.86 1,108.00 93.9 U2 2R14 Coastdown in progress.
Unit 2 02/01 04:00 1,050.44 1,108.00 93.9 U2 2R14 Coastdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/01 05:00 1,049.95 1,107.00 93.8 U2 2R14 Coastdown in progress.
Unit 2 02/01 06:00 1,049.50 1,107.00 93.8 U2 2R14 Coastdown in progress.
Unit 2 02/01 07:00 1,048.82 1,106.00 93.7 U2 2R14 Coastdown in progress.
Unit 2 02/01 08:00 1,048.60 1,105.00 93.7 U2 2R14 Coastdown in progress.
Unit 2 02/01 09:00 1,048.13 1,104.00 93.7 U2 2R14 Coastdown in progress.
Unit 2 02/01 10:00 1,047.60 1,104.00 93.7 U2 2R14 Coastdown in progress.
Unit 2 02/01 11:00 1,046.95 1,103.00 93.6 U2 2R14 Coastdown in progress.
Unit 2 02/01 12:00 1,046.70 1,103.00 93.7 U2 2R14 Coastdown in progress.
Unit 2 02/01 13:00 1,046.26 1,103.00 93.6 U2 2R14 Coastdown in progress.
Unit 2 02/01 14:00 1,045.87 1,102.00 93.6 U2 2R14 Coastdown in progress.
Unit 2 02/01 15:00 1,045.90 1,102.00 93.6 U2 2R14 Coastdown in progress.
Unit 2 02/01 16:00 1,045.75 1,102.00 93.6 U2 2R14 Coastdown in progress.
Unit 2 02/01 17:00 1,045.74 1,102.00 93.5 U2 2R14 Coastdown in progress.
Unit 2 02/01 18:00 1,046.11 1,102.00 93.3 U2 2R14 Coastdown in progress.
Unit 2 02/01 19:00 1,046.09 1,101.00 93.5 U2 2R14 Coastdown in progress.
Unit 2 02/01 20:00 1,046.09 1,102.00 93.5 U2 2R14 Coastdown in progress.
Unit 2 02/01 21:00 1,046.14 1,101.00 93.5 U2 2R14 Coastdown in progress.
Unit 2 02/01 22:00 1,045.80 1,101.00 93.4 U2 2R14 Coastdown in progress.
Unit 2 02/01 23:00 1,045.53 1,100.00 93.4 U2 2R14 Coastdown in progress.
Unit 2 02/02 00:00 1,045.45 1,103.00 93.4 U2 2R14 Coastdown in progress.
Unit 2 02/02 01:00 1,044.51 1,100.00 93.4 U2 2R14 Coastdown in progress.
Unit 2 02/02 02:00 1,044.43 1,099.00 93.2 U2 2R14 Coastdown in progress.
Unit 2 02/02 03:00 1,043.43 1,099.00 93.2 U2 2R14 Coastdown in progress.
Unit 2 02/02 04:00 1,043.22 1,098.00 93.1 U2 2R14 Coastdown in progress.
Unit 2 02/02 05:00 1,042.70 1,098.00 93.1 U2 2R14 Coastdown in progress.
Unit 2 02/02 06:00 1,042.35 1,097.00 93.0 U2 2R14 Coastdown in progress.
Unit 2 02/02 07:00 1,028.12 1,097.00 93.0 07:02 U2 Commenced 2R14 Shutdown
Unit 2 02/02 08:00 984.98 1,058.00 89.8 U2 2R14 Shutdown in progress.
Unit 2 02/02 09:00 941.16 1,013.00 86.3 U2 2R14 Shutdown in progress.
Unit 2 02/02 10:00 897.73 969.00 82.9 U2 2R14 Shutdown in progress.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/02 11:00 853.61 925.00 79.4 U2 2R14 Shutdown in progress.
Unit 2 02/02 12:00 809.99 881.00 75.9 U2 2R14 Shutdown in progress.
Unit 2 02/02 13:00 766.69 837.00 72.4 U2 2R14 Shutdown in progress.
Unit 2 02/02 14:00 723.22 793.00 69.0 U2 2R14 Shutdown in progress.
Unit 2 02/02 15:00 679.72 749.00 65.6 U2 2R14 Shutdown in progress.
Unit 2 02/02 16:00 635.96 705.00 62.3 U2 2R14 Shutdown in progress.
Unit 2 02/02 17:00 592.52 658.00 58.7 U2 2R14 Shutdown in progress.
Unit 2 02/02 18:00 552.69 617.00 55.5 U2 2R14 Shutdown in progress.
Unit 2 02/02 19:00 517.97 580.00 52.3 U2 2R14 Shutdown in progress.
Unit 2 02/02 20:00 482.80 540.00 49.8 U2 2R14 Shutdown in progress.
Unit 2 02/02 21:00 442.73 508.00 48.9 U2 2R14 Shutdown in progress.
Unit 2 02/02 22:00 393.45 446.00 46.5 U2 2R14 Shutdown in progress.
Unit 2 02/02 23:00 358.40 410.00 43.4 U2 2R14 Shutdown in progress.
Unit 2 02/03 00:00 323.29 377.00 40.4 U2 2R14 Shutdown in progress.
Unit 2 02/03 01:00 288.56 340.00 37.3 U2 2R14 Shutdown in progress.
Unit 2 02/03 02:00 254.45 304.00 34.0 U2 2R14 Shutdown in progress.
Unit 2 02/03 03:00 221.11 272.00 32.1 U2 2R14 Shutdown in progress.
Unit 2 02/03 04:00 185.52 234.00 28.4 U2 2R14 Shutdown in progress.
Unit 2 02/03 05:00 149.61 196.00 24.9 U2 2R14 Shutdown in progress.
Unit 2 02/03 06:00 113.91 164.00 21.6 U2 2R14 Shutdown in progress.
Unit 2 02/03 07:00 77.90 126.00 18.0 U2 2R14 Shutdown in progress.
Unit 2 02/03 08:00 65.38 93.00 14.3 U2 2R14 Shutdown in progress.
Unit 2 02/03 09:00 57.22 59.00 10.5 U2 2R14 Shutdown in progress.
Unit 2 02/03 10:00 41.97 41.00 10.9 U2 2R14 Shutdown in progress.
Unit 2 02/03 11:00 7.89 45.00 12.5 11:02 U2 Off-line.  Start of 2R14 Refueling Outage.
Unit 2 02/03 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 13:00 -28.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 14:00 -37.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 15:00 -38.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 16:00 -39.29 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/03 17:00 -40.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 18:00 -36.98 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 19:00 -23.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 20:00 -22.82 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 21:00 -22.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 22:00 -23.13 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/03 23:00 -23.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 00:00 -23.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 01:00 -23.26 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 02:00 -23.03 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 03:00 -23.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 04:00 -23.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 05:00 -23.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 06:00 -23.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 07:00 -23.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 08:00 -23.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 09:00 -23.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 10:00 -22.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 11:00 -27.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 12:00 -27.18 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 13:00 -27.16 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 14:00 -27.13 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 15:00 -27.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 16:00 -27.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 17:00 -27.04 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 18:00 -27.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 19:00 -27.21 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 20:00 -27.18 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 21:00 -19.82 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/04 22:00 -18.38 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/04 23:00 -18.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 00:00 -18.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 01:00 -18.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 02:00 -17.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 03:00 -17.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 04:00 -17.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 05:00 -17.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 06:00 -17.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 07:00 -17.21 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 08:00 -17.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 09:00 -17.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 10:00 -17.16 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 11:00 -17.13 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 12:00 -17.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 13:00 -17.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 14:00 -17.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 15:00 -17.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 16:00 -17.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 17:00 -17.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 18:00 -17.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 19:00 -17.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 20:00 -17.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 21:00 -17.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 22:00 -16.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/05 23:00 -16.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 00:00 -17.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 01:00 -17.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 02:00 -17.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 03:00 -17.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 04:00 -17.66 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/06 05:00 -17.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 06:00 -17.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 07:00 -17.28 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 08:00 -17.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 09:00 -17.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 10:00 -17.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 11:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 12:00 -5.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 13:00 -5.21 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 14:00 -5.04 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 15:00 -5.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 16:00 -5.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 17:00 -4.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 18:00 -4.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 19:00 -4.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 20:00 -4.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 21:00 -4.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 22:00 -4.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/06 23:00 -4.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 00:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 01:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 02:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 03:00 -4.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 04:00 -4.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 05:00 -4.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 06:00 -4.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 07:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 08:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 09:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 10:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/07 11:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 12:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 13:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 14:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 15:00 -4.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 16:00 -4.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 17:00 -4.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 18:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 19:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 20:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 21:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 22:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/07 23:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 00:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 01:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 02:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 03:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 04:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 05:00 -4.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 06:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 07:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 08:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 09:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 10:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 11:00 -4.64 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 12:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 13:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 14:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 15:00 -4.52 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 16:00 -4.56 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/08 17:00 -4.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 18:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 19:00 -4.63 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 20:00 -4.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 21:00 -4.58 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 22:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/08 23:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 00:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 01:00 -4.58 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 02:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 03:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 04:00 -4.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 05:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 06:00 -4.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 07:00 -4.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 08:00 -4.52 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 09:00 -4.43 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 10:00 -0.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 11:00 -0.58 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 12:00 -0.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 13:00 -0.65 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 14:00 -0.23 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/09 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/09 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/10 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/11 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/11 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/12 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/12 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/13 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/13 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/14 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/14 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/15 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/16 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/16 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/17 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/17 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage

Unit-2 Gen 39 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/18 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/18 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/19 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/19 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/20 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/21 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/21 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/22 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/22 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/23 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/23 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/24 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/24 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/25 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/26 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/26 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/27 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/27 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/28 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/28 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 02/29 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 02/29 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 Total February 44,027.51 49,228.00
Unit 2 03/01 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/01 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/02 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 16:00 -0.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 17:00 -3.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 18:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 19:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 20:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 21:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 22:00 -3.42 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/02 23:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 00:00 -3.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 01:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 02:00 -3.39 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 03:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 04:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 05:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 06:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 07:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 08:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 09:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/03 10:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 11:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 12:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 13:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 14:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 15:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 16:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 17:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 18:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 19:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 20:00 -3.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 21:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 22:00 -3.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/03 23:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 00:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 01:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 02:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 03:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 04:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 05:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 06:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 07:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 08:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 09:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 10:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 11:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 12:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 13:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 14:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 15:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/04 16:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 17:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 18:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 19:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 20:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 21:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 22:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/04 23:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 00:00 -3.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 01:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 02:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 03:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 04:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 05:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 06:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 07:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 08:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 09:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 10:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 11:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 12:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 13:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 14:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 15:00 -3.67 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 16:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 17:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 18:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 19:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 20:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 21:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/05 22:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/05 23:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 00:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 01:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 02:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 03:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 04:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 05:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 06:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 07:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 08:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 09:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 10:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 11:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 12:00 -3.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 13:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 14:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 15:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 16:00 -3.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 17:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 18:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 19:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 20:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 21:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 22:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/06 23:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 00:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 01:00 -3.66 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 02:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 03:00 -4.06 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/07 04:00 -4.06 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 05:00 -4.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 06:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 07:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 08:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 09:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 10:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 11:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 12:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 13:00 -3.64 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 14:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 15:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 16:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 17:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 18:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 19:00 -3.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 20:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 21:00 -3.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 22:00 -4.12 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/07 23:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 00:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 01:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 02:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 03:00 -3.94 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 04:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 05:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 06:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 07:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 08:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 09:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/08 10:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 11:00 -3.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 12:00 -3.64 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 13:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 14:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 15:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 16:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 17:00 -3.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 18:00 -2.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 19:00 -1.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 20:00 -1.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 21:00 -3.64 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 22:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/08 23:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 00:00 -3.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 01:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 02:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 03:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 04:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 05:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 06:00 -2.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 07:00 -1.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 08:00 -1.10 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 09:00 -1.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 10:00 -3.12 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 11:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 12:00 -3.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 13:00 -1.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 14:00 -2.23 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 15:00 -3.91 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/09 16:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 17:00 -3.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 18:00 -4.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 19:00 -4.10 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 20:00 -4.06 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 21:00 -4.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 22:00 -4.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/09 23:00 -4.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 00:00 -4.03 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 01:00 -4.08 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 02:00 -4.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 03:00 -4.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 04:00 -4.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 05:00 -4.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 06:00 -3.97 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 07:00 -3.93 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 08:00 -3.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 09:00 -3.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 10:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 11:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 12:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 13:00 -3.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 14:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 15:00 -3.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 16:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 17:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 18:00 -3.74 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 19:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 20:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 21:00 -3.84 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/10 22:00 -3.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/10 23:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 00:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 01:00 -3.94 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 02:00 -3.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 03:00 -3.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 04:00 -3.82 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 05:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 06:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 07:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 08:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 09:00 -3.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 10:00 -3.74 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 11:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 12:00 -3.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 13:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 14:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 15:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 16:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 17:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 18:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 19:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 20:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 21:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 22:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/11 23:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 00:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 01:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 02:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 03:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/12 04:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 05:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 06:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 07:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 08:00 -3.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 09:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 10:00 -3.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 11:00 -3.23 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 12:00 -3.24 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 13:00 -3.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 14:00 -3.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 15:00 -3.42 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 16:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 17:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 18:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 19:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 20:00 -3.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 21:00 -3.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 22:00 -1.25 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/12 23:00 -2.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 00:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 01:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 02:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 03:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 04:00 -4.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 05:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 06:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 07:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 08:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 09:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/13 10:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 11:00 -3.53 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 12:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 13:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 14:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 15:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 16:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 17:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 18:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 19:00 -3.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 20:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 21:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 22:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/13 23:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 00:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 01:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 02:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 03:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 04:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 05:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 06:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 07:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 08:00 -3.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 09:00 -3.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 10:00 -3.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 11:00 -3.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 12:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 13:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 14:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 15:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/14 16:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 17:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 18:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 19:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 20:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 21:00 -3.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 22:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/14 23:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 00:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 01:00 -3.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 02:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 03:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 04:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 05:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 06:00 -3.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 07:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 08:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 09:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 10:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 11:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 12:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 13:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 14:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 15:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 16:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 17:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 18:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 19:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 20:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 21:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/15 22:00 -3.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/15 23:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 00:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 01:00 -4.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 02:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 03:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 04:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 05:00 -3.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 06:00 -3.47 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 07:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 08:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 09:00 -3.66 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 10:00 -2.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 11:00 -3.46 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 12:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 13:00 -3.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 14:00 -3.39 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 15:00 -3.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 16:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 17:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 18:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 19:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 20:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 21:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 22:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/16 23:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 00:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 01:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 02:00 -3.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 03:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/17 04:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 05:00 -3.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 06:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 07:00 -3.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 08:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 09:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 10:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 11:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 12:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 13:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 14:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 15:00 -3.66 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 16:00 -3.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 17:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 18:00 -3.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 19:00 -3.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 20:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 21:00 -3.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 22:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/17 23:00 -3.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 00:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 01:00 -3.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 02:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 03:00 -3.88 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 04:00 -3.94 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 05:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 06:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 07:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 08:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 09:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/18 10:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 11:00 -3.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 12:00 -3.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 13:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 14:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 15:00 -3.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 16:00 -3.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 17:00 -3.74 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 18:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 19:00 -3.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 20:00 -3.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 21:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 22:00 -1.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/18 23:00 -1.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 00:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 01:00 -3.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 02:00 -3.63 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 03:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 04:00 -3.52 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 05:00 -3.67 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 06:00 -3.86 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 07:00 -3.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 08:00 -3.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 09:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 10:00 -3.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 11:00 -3.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 12:00 -3.76 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 13:00 -3.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 14:00 -3.66 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 15:00 -3.81 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/19 16:00 -4.24 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 17:00 -4.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 18:00 -4.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 19:00 -4.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 20:00 -4.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 21:00 -3.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 22:00 -4.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/19 23:00 -3.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 00:00 -4.05 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 01:00 -3.52 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 02:00 -3.74 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 03:00 -2.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 04:00 -3.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 05:00 -3.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 06:00 -3.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 07:00 -3.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 08:00 -3.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 09:00 -0.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage

Unit-2 Gen 64 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/20 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/20 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/21 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 03:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/22 04:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 05:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 06:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 07:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 08:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 09:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 10:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 11:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 12:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 13:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 14:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 15:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 16:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 17:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 18:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 19:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 20:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 21:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 22:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/22 23:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 00:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 01:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 02:00 0.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 03:00 -0.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 04:00 -2.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 05:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 06:00 -3.53 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 07:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 08:00 -3.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 09:00 -3.50 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/23 10:00 -3.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 11:00 -3.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 12:00 -3.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 13:00 -3.38 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 14:00 -3.62 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 15:00 -3.65 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 16:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 17:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 18:00 -4.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 19:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 20:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 21:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 22:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/23 23:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 00:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 01:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 02:00 -4.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 03:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 04:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 05:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 06:00 -4.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 07:00 -4.73 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 08:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 09:00 -5.07 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 10:00 -5.06 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 11:00 -4.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 12:00 -4.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 13:00 -4.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 14:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 15:00 -4.51 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/24 16:00 -4.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 17:00 -4.46 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 18:00 -4.55 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 19:00 -4.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 20:00 -4.33 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 21:00 -4.33 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 22:00 -4.46 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/24 23:00 -4.51 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 00:00 -4.46 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 01:00 -4.47 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 02:00 -4.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 03:00 -4.26 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 04:00 -4.27 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 05:00 -4.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 06:00 -4.21 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 07:00 -4.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 08:00 -4.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 09:00 -4.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 10:00 -4.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 11:00 -4.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 12:00 -2.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 13:00 -6.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 14:00 -3.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 15:00 -1.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 16:00 -1.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 17:00 -3.48 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 18:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 19:00 -5.24 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 20:00 -5.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 21:00 -5.12 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/25 22:00 -4.63 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/25 23:00 -5.56 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 00:00 -5.99 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 01:00 -4.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 02:00 -4.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 03:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 04:00 -4.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 05:00 -4.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 06:00 -4.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 07:00 -5.10 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 08:00 -5.06 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 09:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 10:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 11:00 -5.35 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 12:00 -5.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 13:00 -5.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 14:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 15:00 -5.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 16:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 17:00 -5.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 18:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 19:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 20:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 21:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 22:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/26 23:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 00:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 01:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 02:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 03:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/27 04:00 -4.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 05:00 -5.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 06:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 07:00 -4.98 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 08:00 -4.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 09:00 -4.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 10:00 -4.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 11:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 12:00 -4.98 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 13:00 -4.99 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 14:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 15:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 16:00 -5.03 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 17:00 -5.28 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 18:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 19:00 -5.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 20:00 -5.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 21:00 -5.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 22:00 -5.23 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/27 23:00 -5.07 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 00:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 01:00 -5.08 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 02:00 -5.15 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 03:00 -5.10 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 04:00 -5.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 05:00 -5.21 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 06:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 07:00 -5.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 08:00 -5.02 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 09:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/28 10:00 -5.06 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 11:00 -5.32 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 12:00 -5.37 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 13:00 -5.29 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 14:00 -5.34 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 15:00 -5.18 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 16:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 17:00 -5.02 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 18:00 -5.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 19:00 -5.07 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 20:00 -5.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 21:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 22:00 -5.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/28 23:00 -5.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 00:00 -5.26 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 01:00 -5.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 02:00 -5.22 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 03:00 -5.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 04:00 -5.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 05:00 -5.16 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 06:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 07:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 08:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 09:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 10:00 -4.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 11:00 -3.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 12:00 -6.82 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 13:00 -3.53 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 14:00 -1.41 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 15:00 -1.52 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/29 16:00 -2.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 17:00 -5.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 18:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 19:00 -4.63 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 20:00 -4.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 21:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 22:00 -4.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/29 23:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 00:00 -4.97 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 01:00 -5.24 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 02:00 -5.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 03:00 -5.17 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 04:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 05:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 06:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 07:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 08:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 09:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 10:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 11:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 12:00 -4.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 13:00 -4.61 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 14:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 15:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 16:00 -4.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 17:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 18:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 19:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 20:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 21:00 -5.09 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 03/30 22:00 -5.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/30 23:00 -5.16 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 00:00 -5.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 01:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 02:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 03:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 04:00 -4.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 05:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 06:00 -4.87 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 07:00 -4.75 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 08:00 -4.65 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 09:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 10:00 -4.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 11:00 -4.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 12:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 13:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 14:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 15:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 16:00 -4.59 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 17:00 -4.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 18:00 -4.69 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 19:00 -4.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 20:00 -4.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 21:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 22:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 03/31 23:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 Total March -2,541.44 0.00 ATS ISO Meter data appears to be AOK
Unit 2 04/01 00:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 01:00 -4.88 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 02:00 -4.83 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/01 03:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 04:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 05:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 06:00 -5.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 07:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 08:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 09:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 10:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 11:00 -4.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 12:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 13:00 -4.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 14:00 -5.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 15:00 -4.90 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 16:00 -5.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 17:00 -5.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 18:00 -5.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 19:00 -4.98 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 20:00 -5.41 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 21:00 -5.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 22:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/01 23:00 -5.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 00:00 -5.02 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 01:00 -5.05 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 02:00 -5.19 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 03:00 -4.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 04:00 -4.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 05:00 -5.28 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 06:00 -4.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 07:00 -4.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 08:00 -4.83 0.00 0.0 U2 2R14 Refueling Outage

Unit-2 Gen 74 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/02 09:00 -8.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 10:00 -13.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 11:00 -13.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 12:00 -13.50 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 13:00 -13.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 14:00 -13.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 15:00 -13.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 16:00 -13.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 17:00 -13.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 18:00 -12.94 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 19:00 -13.05 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 20:00 -13.20 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 21:00 -13.10 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 22:00 -13.09 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/02 23:00 -13.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 00:00 -12.98 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 01:00 -13.14 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 02:00 -13.40 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 03:00 -12.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 04:00 -13.11 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 05:00 -13.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 06:00 -14.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 07:00 -15.67 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 08:00 -15.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 09:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 10:00 -15.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 11:00 -15.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 12:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 13:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 14:00 -15.68 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/03 15:00 -15.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 16:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 17:00 -15.78 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 18:00 -15.77 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 19:00 -15.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 20:00 -16.00 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 21:00 -15.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 22:00 -15.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/03 23:00 -15.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 00:00 -15.99 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 01:00 -15.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 02:00 -15.95 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 03:00 -15.97 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 04:00 -15.97 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 05:00 -15.99 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 06:00 -15.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 07:00 -15.72 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 08:00 -15.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 09:00 -15.81 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 10:00 -15.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 11:00 -15.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 12:00 -16.04 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 13:00 -16.30 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 14:00 -16.31 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 15:00 -16.36 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 16:00 -16.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 17:00 -16.41 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 18:00 -16.44 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 19:00 -16.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 20:00 -16.62 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/04 21:00 -16.49 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 22:00 -16.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/04 23:00 -16.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 00:00 -16.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 01:00 -16.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 02:00 -16.70 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 03:00 -16.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 04:00 -16.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 05:00 -16.68 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 06:00 -16.63 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 07:00 -16.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 08:00 -16.54 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 09:00 -16.38 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 10:00 -16.47 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 11:00 -16.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 14:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 15:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 16:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 17:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 18:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 19:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 20:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 21:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 22:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/05 23:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 00:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 01:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 02:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/06 03:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 04:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 05:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 06:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 07:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 08:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 09:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 10:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 11:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 14:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 15:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 16:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 17:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 18:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 19:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 20:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 21:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 22:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/06 23:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 00:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 01:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 02:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 03:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 04:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 05:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 06:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 07:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 08:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/07 09:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 10:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 11:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 14:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 15:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 16:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 17:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 18:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 19:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 20:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 21:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 22:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/07 23:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 00:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 01:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 02:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 03:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 04:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 05:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 06:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 07:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 08:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 09:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 10:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 11:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 14:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/08 15:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 16:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 17:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 18:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 19:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 20:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 21:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 22:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/08 23:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 00:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 01:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 02:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 03:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 04:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 05:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 06:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 07:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 08:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 09:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 10:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 11:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 14:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 15:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 16:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 17:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 18:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 19:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 20:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/09 21:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 22:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/09 23:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 00:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 01:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 02:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 03:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 04:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 05:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 06:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 07:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 08:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 09:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 10:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 11:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 12:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 13:00 -16.85 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 14:00 -29.57 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 15:00 -36.96 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 16:00 -37.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 17:00 -36.83 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 18:00 -36.92 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 19:00 -36.99 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 20:00 -36.82 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 21:00 -36.89 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 22:00 -36.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/10 23:00 -36.79 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 00:00 -37.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 01:00 -36.93 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 02:00 -36.79 0.00 0.0 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/11 03:00 -36.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 04:00 -36.84 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 05:00 -36.91 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 06:00 -36.71 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 07:00 -36.80 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 08:00 -37.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 09:00 -37.01 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 10:00 -43.45 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 11:00 -45.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 12:00 -45.60 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 13:00 -45.74 0.00 0.0 U2 2R14 Refueling Outage
Unit 2 04/11 14:00 -45.67 0.00 1.6 U2 2R14 Refueling Outage
Unit 2 04/11 15:00 -45.80 0.00 1.9 U2 2R14 Refueling Outage
Unit 2 04/11 16:00 -45.87 0.00 1.9 U2 2R14 Refueling Outage
Unit 2 04/11 17:00 -45.73 0.00 1.9 U2 2R14 Refueling Outage
Unit 2 04/11 18:00 -45.68 0.00 1.9 U2 2R14 Refueling Outage
Unit 2 04/11 19:00 -45.81 0.00 2.0 U2 2R14 Refueling Outage
Unit 2 04/11 20:00 -46.00 0.00 2.0 U2 2R14 Refueling Outage
Unit 2 04/11 21:00 -45.86 0.00 2.0 U2 2R14 Refueling Outage
Unit 2 04/11 22:00 -45.74 0.00 1.9 U2 2R14 Refueling Outage
Unit 2 04/11 23:00 -11.31 0.00 2.0 U2 2R14 Refueling Outage
Unit 2 04/12 00:00 -0.11 0.00 6.1 U2 2R14 Refueling Outage
Unit 2 04/12 01:00 0.00 0.00 5.9 U2 2R14 Refueling Outage
Unit 2 04/12 02:00 0.00 0.00 5.8 U2 2R14 Refueling Outage
Unit 2 04/12 03:00 0.00 0.00 6.5 U2 2R14 Refueling Outage
Unit 2 04/12 04:00 0.00 0.00 8.1 U2 2R14 Refueling Outage
Unit 2 04/12 05:00 0.00 0.00 9.5 U2 2R14 Refueling Outage
Unit 2 04/12 06:00 0.00 0.00 12.2 U2 2R14 Refueling Outage
Unit 2 04/12 07:00 0.00 0.00 15.0 U2 2R14 Refueling Outage
Unit 2 04/12 08:00 0.00 0.00 14.5 U2 2R14 Refueling Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/12 09:00 0.00 0.00 14.2 U2 2R14 Refueling Outage
Unit 2 04/12 10:00 23.00 0.00 14.4 10:28 U2 Parallel to the Grid
Unit 2 04/12 11:00 120.82 90.00 13.1 U2 2R14 Power Ascension
Unit 2 04/12 12:00 188.33 166.00 19.0 U2 2R14 Power Ascension
Unit 2 04/12 13:00 186.59 215.00 22.5 U2 2R14 Power Ascension
Unit 2 04/12 14:00 181.12 225.00 22.3 U2 2R14 Power Ascension
Unit 2 04/12 15:00 181.87 226.00 22.2 U2 2R14 Power Ascension
Unit 2 04/12 16:00 180.59 225.00 22.0 U2 2R14 Power Ascension
Unit 2 04/12 17:00 181.75 226.00 22.2 U2 2R14 Power Ascension
Unit 2 04/12 18:00 182.01 226.00 24.8 U2 2R14 Power Ascension
Unit 2 04/12 19:00 182.17 227.00 26.0 U2 2R14 Power Ascension
Unit 2 04/12 20:00 181.55 226.00 26.4 U2 2R14 Power Ascension
Unit 2 04/12 21:00 182.48 226.00 26.3 U2 2R14 Power Ascension
Unit 2 04/12 22:00 182.88 226.00 26.3 U2 2R14 Power Ascension
Unit 2 04/12 23:00 181.44 224.00 26.2 U2 2R14 Power Ascension
Unit 2 04/13 00:00 182.56 228.00 26.5 U2 2R14 Power Ascension
Unit 2 04/13 01:00 182.71 227.00 26.4 U2 2R14 Power Ascension
Unit 2 04/13 02:00 181.01 226.00 26.2 U2 2R14 Power Ascension
Unit 2 04/13 03:00 184.29 226.00 26.3 U2 2R14 Power Ascension
Unit 2 04/13 04:00 199.44 244.00 26.4 U2 2R14 Power Ascension
Unit 2 04/13 05:00 201.37 245.00 26.4 U2 2R14 Power Ascension
Unit 2 04/13 06:00 200.80 243.00 26.2 U2 2R14 Power Ascension
Unit 2 04/13 07:00 198.95 244.00 26.1 U2 2R14 Power Ascension
Unit 2 04/13 08:00 198.92 243.00 26.0 U2 2R14 Power Ascension
Unit 2 04/13 09:00 200.80 245.00 26.4 U2 2R14 Power Ascension
Unit 2 04/13 10:00 230.05 252.00 27.1 U2 2R14 Power Ascension
Unit 2 04/13 11:00 288.83 313.00 32.1 U2 2R14 Power Ascension
Unit 2 04/13 12:00 335.18 371.00 37.4 U2 2R14 Power Ascension
Unit 2 04/13 13:00 347.17 389.00 38.9 U2 2R14 Power Ascension
Unit 2 04/13 14:00 359.94 399.00 39.8 U2 2R14 Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/13 15:00 381.21 417.00 41.2 U2 2R14 Power Ascension
Unit 2 04/13 16:00 405.34 442.00 43.2 U2 2R14 Power Ascension
Unit 2 04/13 17:00 429.17 463.00 45.3 U2 2R14 Power Ascension
Unit 2 04/13 18:00 449.57 491.00 47.5 U2 2R14 Power Ascension
Unit 2 04/13 19:00 449.86 493.00 47.8 U2 2R14 Power Ascension
Unit 2 04/13 20:00 432.80 495.00 48.0 U2 2R14 Power Ascension
Unit 2 04/13 21:00 425.15 473.00 48.0 U2 2R14 Power Ascension
Unit 2 04/13 22:00 425.84 473.00 48.1 U2 2R14 Power Ascension
Unit 2 04/13 23:00 426.21 474.00 44.6 U2 2R14 Power Ascension
Unit 2 04/14 00:00 418.65 473.00 48.1 U2 2R14 Power Ascension
Unit 2 04/14 01:00 416.95 464.00 48.1 U2 2R14 Power Ascension
Unit 2 04/14 02:00 417.14 464.00 48.2 U2 2R14 Power Ascension
Unit 2 04/14 03:00 421.93 465.00 48.2 U2 2R14 Power Ascension
Unit 2 04/14 04:00 456.80 483.00 47.7 U2 2R14 Power Ascension
Unit 2 04/14 05:00 472.99 521.00 48.0 U2 2R14 Power Ascension
Unit 2 04/14 06:00 473.13 522.00 48.0 U2 2R14 Power Ascension
Unit 2 04/14 07:00 473.50 523.00 47.9 U2 2R14 Power Ascension
Unit 2 04/14 08:00 474.42 522.00 47.9 U2 2R14 Power Ascension
Unit 2 04/14 09:00 473.61 522.00 47.5 U2 2R14 Power Ascension
Unit 2 04/14 10:00 476.51 522.00 47.9 U2 2R14 Power Ascension
Unit 2 04/14 11:00 477.15 524.00 48.1 U2 2R14 Power Ascension
Unit 2 04/14 12:00 477.97 526.00 48.2 U2 2R14 Power Ascension
Unit 2 04/14 13:00 477.57 526.00 48.2 U2 2R14 Power Ascension
Unit 2 04/14 14:00 477.67 526.00 48.0 U2 2R14 Power Ascension
Unit 2 04/14 15:00 479.49 526.00 48.2 U2 2R14 Power Ascension
Unit 2 04/14 16:00 481.39 530.00 48.5 U2 2R14 Power Ascension
Unit 2 04/14 17:00 486.71 529.00 47.9 U2 2R14 Power Ascension
Unit 2 04/14 18:00 514.50 550.00 49.5 U2 2R14 Power Ascension
Unit 2 04/14 19:00 545.36 592.00 52.4 U2 2R14 Power Ascension
Unit 2 04/14 20:00 575.65 611.00 54.3 U2 2R14 Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/14 21:00 605.87 644.00 56.8 U2 2R14 Power Ascension
Unit 2 04/14 22:00 636.71 677.00 59.3 U2 2R14 Power Ascension
Unit 2 04/14 23:00 666.93 706.00 61.6 U2 2R14 Power Ascension
Unit 2 04/15 00:00 697.52 738.00 63.8 U2 2R14 Power Ascension
Unit 2 04/15 01:00 724.24 771.00 66.0 U2 2R14 Power Ascension
Unit 2 04/15 02:00 727.18 777.00 67.5 U2 2R14 Power Ascension
Unit 2 04/15 03:00 727.91 776.00 67.3 U2 2R14 Power Ascension
Unit 2 04/15 04:00 753.07 794.00 68.5 U2 2R14 Power Ascension
Unit 2 04/15 05:00 783.47 823.00 70.8 U2 2R14 Power Ascension
Unit 2 04/15 06:00 801.44 852.00 73.2 U2 2R14 Power Ascension
Unit 2 04/15 07:00 802.88 854.00 73.2 U2 2R14 Power Ascension
Unit 2 04/15 08:00 802.12 854.00 73.3 U2 2R14 Power Ascension
Unit 2 04/15 09:00 802.12 852.00 73.1 U2 2R14 Power Ascension
Unit 2 04/15 10:00 801.02 854.00 73.3 U2 2R14 Power Ascension
Unit 2 04/15 11:00 801.89 851.00 73.1 U2 2R14 Power Ascension
Unit 2 04/15 12:00 804.90 853.00 73.3 U2 2R14 Power Ascension
Unit 2 04/15 13:00 829.66 869.00 74.5 U2 2R14 Power Ascension
Unit 2 04/15 14:00 860.19 900.00 76.8 U2 2R14 Power Ascension
Unit 2 04/15 15:00 890.52 930.00 79.0 U2 2R14 Power Ascension
Unit 2 04/15 16:00 921.12 961.00 81.5 U2 2R14 Power Ascension
Unit 2 04/15 17:00 951.48 992.00 83.7 U2 2R14 Power Ascension
Unit 2 04/15 18:00 980.10 1,023.00 86.3 U2 2R14 Power Ascension
Unit 2 04/15 19:00 1,006.26 1,051.00 87.7 U2 2R14 Power Ascension
Unit 2 04/15 20:00 1,031.29 1,078.00 89.4 U2 2R14 Power Ascension
Unit 2 04/15 21:00 1,045.24 1,096.00 91.8 U2 2R14 Power Ascension
Unit 2 04/15 22:00 1,057.42 1,112.00 92.6 U2 2R14 Power Ascension
Unit 2 04/15 23:00 1,054.88 1,108.00 92.2 U2 2R14 Power Ascension
Unit 2 04/16 00:00 1,059.06 1,114.00 93.1 U2 2R14 Power Ascension
Unit 2 04/16 01:00 1,058.39 1,110.00 93.3 U2 2R14 Power Ascension
Unit 2 04/16 02:00 1,059.07 1,111.00 93.5 U2 2R14 Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/16 03:00 1,058.50 1,116.00 93.0 U2 2R14 Power Ascension
Unit 2 04/16 04:00 1,059.62 1,115.00 93.6 U2 2R14 Power Ascension
Unit 2 04/16 05:00 1,057.96 1,113.00 93.4 U2 2R14 Power Ascension
Unit 2 04/16 06:00 1,056.18 1,109.00 93.1 U2 2R14 Power Ascension
Unit 2 04/16 07:00 1,056.27 1,113.00 93.3 U2 2R14 Power Ascension
Unit 2 04/16 08:00 1,055.30 1,110.00 93.1 U2 2R14 Power Ascension
Unit 2 04/16 09:00 1,056.68 1,110.00 93.1 U2 2R14 Power Ascension
Unit 2 04/16 10:00 1,057.41 1,110.00 93.2 U2 2R14 Power Ascension
Unit 2 04/16 11:00 1,057.92 1,111.00 93.2 U2 2R14 Power Ascension
Unit 2 04/16 12:00 1,059.05 1,114.00 93.5 U2 2R14 Power Ascension
Unit 2 04/16 13:00 1,058.19 1,113.00 93.3 U2 2R14 Power Ascension
Unit 2 04/16 14:00 1,070.27 1,119.00 93.3 U2 2R14 Power Ascension
Unit 2 04/16 15:00 1,096.06 1,141.00 95.4 U2 2R14 Power Ascension
Unit 2 04/16 16:00 1,121.63 1,169.00 98.1 16:40 U2 Reactor and Turbine/Generator achieved FULL POWER
Unit 2 04/16 17:00 1,130.68 1,170.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/16 18:00 1,130.90 1,170.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/16 19:00 1,130.51 1,170.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/16 20:00 1,130.20 1,170.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/16 21:00 1,131.08 1,170.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/16 22:00 1,133.22 1,170.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/16 23:00 1,132.39 1,170.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 00:00 1,131.36 1,170.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 01:00 1,130.30 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 02:00 1,130.50 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 03:00 1,131.89 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 04:00 1,133.63 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 05:00 1,133.25 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 06:00 1,132.77 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 07:00 1,132.41 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 08:00 1,132.73 1,188.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/17 09:00 1,132.37 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 10:00 1,132.87 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 11:00 1,132.71 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 12:00 1,133.52 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 13:00 1,133.31 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 14:00 1,132.68 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 15:00 1,109.43 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 16:00 1,133.06 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/17 17:00 1,133.89 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 18:00 1,134.39 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 19:00 1,134.30 1,100.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 20:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/17 21:00 1,134.87 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 22:00 1,134.99 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/17 23:00 1,134.60 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 00:00 1,134.61 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 01:00 1,134.99 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 02:00 1,135.03 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 03:00 1,135.02 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 04:00 1,135.09 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 05:00 1,135.52 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 06:00 1,135.60 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 07:00 1,136.01 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 08:00 1,136.23 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 09:00 1,136.15 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/18 10:00 1,136.49 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 11:00 1,135.98 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 12:00 1,136.20 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 13:00 1,136.31 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 14:00 1,136.30 1,190.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/18 15:00 1,133.15 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 16:00 1,132.48 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 17:00 1,132.51 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 18:00 1,132.98 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 19:00 1,131.89 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 20:00 1,131.17 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 21:00 1,131.38 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 22:00 1,131.56 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/18 23:00 1,132.59 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 00:00 1,132.89 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 01:00 1,133.93 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 02:00 1,133.94 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/19 03:00 1,133.61 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 04:00 1,133.56 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 05:00 1,133.81 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/19 06:00 1,134.39 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/19 07:00 1,133.98 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 08:00 1,133.61 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 09:00 1,133.89 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 10:00 1,133.47 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 11:00 1,133.08 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 12:00 1,133.01 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 13:00 1,133.33 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 14:00 1,133.01 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 15:00 1,133.21 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/19 16:00 1,133.29 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 17:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 18:00 1,134.55 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 19:00 1,134.35 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 20:00 1,133.84 1,190.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/19 21:00 1,133.58 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/19 22:00 1,134.11 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/19 23:00 1,134.46 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 00:00 1,134.02 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 01:00 1,134.19 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 02:00 1,137.24 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/20 03:00 1,137.65 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/20 04:00 1,137.75 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 05:00 1,137.18 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/20 06:00 1,137.71 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 07:00 1,138.55 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 08:00 1,138.86 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 09:00 1,138.43 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 10:00 1,138.41 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 11:00 1,138.12 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 12:00 1,138.41 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 13:00 1,137.81 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 14:00 1,137.83 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/20 15:00 1,137.96 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 16:00 1,138.95 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 17:00 1,139.17 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 18:00 1,139.60 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 19:00 1,139.85 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 20:00 1,139.54 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/20 21:00 1,140.42 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 22:00 1,140.18 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/20 23:00 1,140.39 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 00:00 1,140.20 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 01:00 1,139.91 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 02:00 1,139.39 1,194.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/21 03:00 1,139.60 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 04:00 1,139.79 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 05:00 1,139.25 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 06:00 1,139.50 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 07:00 1,139.98 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 08:00 1,140.41 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 09:00 1,139.51 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 10:00 1,138.41 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 11:00 1,137.90 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/21 12:00 1,137.96 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 13:00 1,138.23 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 14:00 1,137.78 1,193.00 99.5 U2 Operating at full power on the grid.
Unit 2 04/21 15:00 1,138.69 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 16:00 1,139.01 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 17:00 1,139.57 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 18:00 1,140.30 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 19:00 1,140.68 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 20:00 1,140.25 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/21 21:00 1,141.68 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/21 22:00 1,141.27 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/21 23:00 1,141.99 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 00:00 1,142.26 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 01:00 1,142.36 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 02:00 1,141.62 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 03:00 1,141.36 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 04:00 1,141.80 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 05:00 1,141.88 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 06:00 1,141.83 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 07:00 1,141.68 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 08:00 1,141.52 1,196.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/22 09:00 1,141.30 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 10:00 1,141.19 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 11:00 1,141.36 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 12:00 1,141.55 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 13:00 1,140.87 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 14:00 1,140.87 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 15:00 1,141.24 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 16:00 1,140.97 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 17:00 1,140.57 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 18:00 1,140.94 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 19:00 1,141.22 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 20:00 1,141.74 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/22 21:00 1,141.30 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 22:00 1,141.71 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/22 23:00 1,142.15 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 00:00 1,142.26 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/23 01:00 1,138.02 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/23 02:00 1,135.74 1,193.00 99.7 U2 Operating at full power on the grid.
Unit 2 04/23 03:00 1,136.93 1,193.00 99.6 U2 Operating at full power on the grid.
Unit 2 04/23 04:00 1,137.70 1,193.00 99.7 U2 Operating at full power on the grid.
Unit 2 04/23 05:00 1,138.28 1,193.00 99.7 U2 Operating at full power on the grid.
Unit 2 04/23 06:00 1,139.13 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 07:00 1,140.04 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 08:00 1,140.60 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 09:00 1,141.15 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 10:00 1,140.49 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 11:00 1,140.64 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 12:00 1,140.27 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 13:00 1,140.03 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 14:00 1,140.06 1,195.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/23 15:00 1,140.71 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/23 16:00 1,139.98 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/23 17:00 1,139.66 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 18:00 1,140.65 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/23 19:00 1,140.70 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 20:00 1,140.91 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 21:00 1,141.01 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 22:00 1,141.19 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/23 23:00 1,140.59 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 00:00 1,140.73 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 01:00 1,140.46 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/24 02:00 1,140.26 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 03:00 1,140.16 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 04:00 1,140.02 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 05:00 1,139.52 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 06:00 1,139.52 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 07:00 1,139.04 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 08:00 1,139.46 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 09:00 1,139.81 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 10:00 1,140.26 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 11:00 1,140.65 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/24 12:00 1,141.08 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 13:00 1,141.05 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 14:00 1,140.74 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/24 15:00 1,140.63 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 16:00 1,140.74 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/24 17:00 1,140.61 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 18:00 1,140.85 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 19:00 1,141.21 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 20:00 1,140.89 1,196.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/24 21:00 1,140.81 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 22:00 1,140.89 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/24 23:00 1,140.97 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 00:00 1,140.64 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 01:00 1,140.97 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 02:00 1,140.55 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 03:00 1,140.45 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 04:00 1,140.34 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 05:00 1,140.36 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 06:00 1,140.96 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 07:00 1,141.10 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 08:00 1,140.91 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/25 09:00 1,141.01 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 10:00 1,140.83 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 11:00 1,141.07 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 12:00 1,141.16 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 13:00 1,141.06 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 14:00 1,141.45 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 15:00 1,140.74 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 16:00 1,140.89 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 17:00 1,140.71 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 18:00 1,141.11 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 19:00 1,140.93 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 20:00 1,141.18 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 21:00 1,141.40 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 22:00 1,140.82 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/25 23:00 1,141.40 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 00:00 1,141.71 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 01:00 1,141.19 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 02:00 1,141.40 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/26 03:00 1,141.40 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/26 04:00 1,140.83 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 05:00 1,141.10 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 06:00 1,140.97 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 07:00 1,140.82 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 08:00 1,141.30 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 09:00 1,141.18 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/26 10:00 1,140.55 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 11:00 1,140.95 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 12:00 1,141.09 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 13:00 1,140.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 14:00 1,140.34 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 15:00 1,140.90 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 16:00 1,140.26 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/26 17:00 1,140.29 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 18:00 1,140.65 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 19:00 1,140.52 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 20:00 1,140.99 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 21:00 1,141.41 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 22:00 1,141.08 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/26 23:00 1,141.10 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 00:00 1,141.51 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 01:00 1,140.94 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 02:00 1,140.98 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 03:00 1,141.32 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 04:00 1,140.64 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 05:00 1,141.01 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 06:00 1,141.03 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/27 07:00 1,140.72 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 08:00 1,140.74 1,196.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/27 09:00 1,141.42 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/27 10:00 1,140.79 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 11:00 1,141.19 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 12:00 1,141.24 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/27 13:00 1,140.95 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 14:00 1,141.36 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 15:00 1,141.36 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/27 16:00 1,141.01 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 17:00 1,141.35 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 18:00 1,141.05 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 19:00 1,140.91 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 20:00 1,140.98 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 21:00 1,141.21 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/27 22:00 1,140.72 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/27 23:00 1,141.07 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 00:00 1,141.49 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/28 01:00 1,140.98 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 02:00 1,141.29 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 03:00 1,140.87 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/28 04:00 1,140.14 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 05:00 1,141.18 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 06:00 1,140.79 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/28 07:00 1,140.71 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 08:00 1,140.56 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/28 09:00 1,139.86 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 10:00 1,140.17 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 11:00 1,140.10 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 12:00 1,140.06 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 13:00 1,140.80 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 14:00 1,140.35 1,195.00 99.9 U2 Operating at full power on the grid.

Unit-2 Gen 95 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/28 15:00 1,140.75 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 16:00 1,141.00 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 17:00 1,140.33 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 18:00 1,140.37 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 19:00 1,140.63 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/28 20:00 1,139.99 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 21:00 1,140.45 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 22:00 1,140.03 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/28 23:00 1,140.36 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 00:00 1,140.33 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 01:00 1,140.00 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/29 02:00 1,140.90 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 04/29 03:00 1,141.62 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 04:00 1,141.08 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/29 05:00 1,141.31 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 06:00 1,141.12 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/29 07:00 1,141.00 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 08:00 1,141.00 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/29 09:00 1,140.44 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 10:00 1,140.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 11:00 1,139.99 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 12:00 1,139.08 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 13:00 1,139.70 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 14:00 1,140.24 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 15:00 1,140.46 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 16:00 1,141.07 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 17:00 1,140.82 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/29 18:00 1,139.93 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 19:00 1,139.56 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 20:00 1,140.69 1,196.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 04/29 21:00 1,140.29 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 22:00 1,139.61 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/29 23:00 1,139.54 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 00:00 1,140.21 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 01:00 1,139.76 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 02:00 1,140.15 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 03:00 1,140.39 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 04:00 1,140.37 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 05:00 1,140.92 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 06:00 1,140.96 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 07:00 1,140.72 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 08:00 1,140.79 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 09:00 1,141.32 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 10:00 1,140.08 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 11:00 1,140.31 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 12:00 1,140.41 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 13:00 1,140.54 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 14:00 1,141.13 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 15:00 1,141.12 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 16:00 1,140.83 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 17:00 1,141.52 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 18:00 1,141.17 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 19:00 1,141.40 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 20:00 1,140.99 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 04/30 21:00 1,140.25 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 22:00 1,140.00 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 04/30 23:00 1,139.71 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 Total April 446,172.63 474,047.00 ATS ISO Meter data appears to be AOK
Unit 2 05/01 00:00 1,140.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 01:00 1,140.26 1,196.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/01 02:00 1,140.36 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 03:00 1,140.85 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 04:00 1,140.59 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 05:00 1,141.21 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 06:00 1,140.37 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 07:00 1,141.31 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 08:00 1,141.20 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 09:00 1,140.89 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 10:00 1,141.31 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 11:00 1,141.80 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 12:00 1,141.28 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 13:00 1,141.70 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 14:00 1,141.51 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 15:00 1,141.40 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 16:00 1,141.96 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 17:00 1,141.65 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 18:00 1,142.07 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 19:00 1,142.37 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 20:00 1,141.62 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/01 21:00 1,142.37 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 22:00 1,141.96 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/01 23:00 1,141.87 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 00:00 1,141.75 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 01:00 1,141.29 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 02:00 1,141.81 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 03:00 1,141.29 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 04:00 1,141.83 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 05:00 1,141.98 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 06:00 1,142.01 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 07:00 1,142.37 1,198.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/02 08:00 1,141.59 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 09:00 1,142.03 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 10:00 1,141.67 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 11:00 1,140.99 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 12:00 1,141.68 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 13:00 1,143.31 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 14:00 1,143.58 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 15:00 1,143.31 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 16:00 1,143.28 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 17:00 1,143.89 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 18:00 1,144.01 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 19:00 1,144.45 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 20:00 1,143.97 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 21:00 1,144.29 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/02 22:00 1,143.92 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/02 23:00 1,143.50 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 00:00 1,143.78 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 01:00 1,143.00 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 02:00 1,143.41 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/03 03:00 1,142.93 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 04:00 1,143.75 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 05:00 1,144.11 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/03 06:00 1,143.90 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 07:00 1,144.41 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/03 08:00 1,143.79 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 09:00 1,144.23 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 10:00 1,144.54 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/03 11:00 1,143.39 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 12:00 1,143.32 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 13:00 1,143.04 1,197.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/03 14:00 1,140.90 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 15:00 1,140.37 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 16:00 1,139.74 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 17:00 1,140.31 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 18:00 1,141.06 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 19:00 1,140.64 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 20:00 1,140.04 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/03 21:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/03 22:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/03 23:00 1,139.83 1,195.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 00:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 01:00 1,139.83 1,195.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 02:00 1,139.83 1,195.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 03:00 1,139.83 1,196.00 100.0 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 04:00 1,139.83 1,195.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 05:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 06:00 1,139.83 1,197.00 100.0 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 07:00 1,139.83 1,197.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 08:00 1,139.83 1,197.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 09:00 1,139.83 1,197.00 100.0 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 10:00 1,139.83 1,197.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 11:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 12:00 1,139.83 1,197.00 100.0 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 13:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 14:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 15:00 1,139.83 1,197.00 100.0 U2 Operating at full power on the grid.  INACCURATE ISO METER DATA.
Unit 2 05/04 16:00 1,140.49 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/04 17:00 1,141.56 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/04 18:00 1,141.55 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/04 19:00 1,140.93 1,197.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/04 20:00 1,140.90 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/04 21:00 1,140.53 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/04 22:00 1,140.50 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/04 23:00 1,138.82 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 05/05 00:00 1,134.74 1,190.00 99.0 U2 Operating at full power on the grid.
Unit 2 05/05 01:00 1,134.30 1,190.00 98.7 U2 Operating at full power on the grid.
Unit 2 05/05 02:00 1,134.58 1,189.00 99.3 U2 Operating at full power on the grid.
Unit 2 05/05 03:00 1,136.31 1,191.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/05 04:00 1,136.98 1,192.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/05 05:00 1,138.84 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/05 06:00 1,139.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 07:00 1,139.61 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 08:00 1,140.51 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/05 09:00 1,140.01 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 10:00 1,140.38 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 11:00 1,139.32 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/05 12:00 1,139.54 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/05 13:00 1,138.70 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 14:00 1,138.96 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 15:00 1,138.88 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 16:00 1,138.48 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 17:00 1,139.39 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 18:00 1,139.50 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 19:00 1,139.45 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 20:00 1,140.06 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 21:00 1,139.36 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 22:00 1,139.61 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/05 23:00 1,140.00 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 00:00 1,140.15 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/06 01:00 1,139.54 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/06 02:00 1,139.88 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 03:00 1,139.14 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/06 04:00 1,139.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 05:00 1,139.41 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 06:00 1,138.69 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 07:00 1,139.39 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 08:00 1,139.52 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 09:00 1,139.11 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 10:00 1,139.76 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 11:00 1,139.93 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 12:00 1,139.24 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 13:00 1,139.82 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 14:00 1,139.34 1,195.00 99.1 U2 Operating at full power on the grid.
Unit 2 05/06 15:00 1,139.28 1,194.00 99.0 U2 Operating at full power on the grid.
Unit 2 05/06 16:00 1,139.51 1,195.00 99.0 U2 Operating at full power on the grid.
Unit 2 05/06 17:00 1,139.23 1,196.00 99.2 U2 Operating at full power on the grid.
Unit 2 05/06 18:00 1,139.81 1,196.00 99.0 U2 Operating at full power on the grid.
Unit 2 05/06 19:00 1,141.25 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 20:00 1,140.51 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/06 21:00 1,139.46 1,195.00 99.2 U2 Operating at full power on the grid.
Unit 2 05/06 22:00 1,139.36 1,194.00 99.2 U2 Operating at full power on the grid.
Unit 2 05/06 23:00 1,138.70 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 00:00 1,139.48 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 01:00 1,139.83 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 02:00 1,141.26 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 03:00 1,141.14 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 04:00 1,139.59 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 05:00 1,139.74 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 06:00 1,139.54 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 07:00 1,138.33 1,193.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/07 08:00 1,138.28 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 09:00 1,137.88 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 10:00 1,138.45 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 11:00 1,138.97 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 12:00 1,138.70 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 13:00 1,138.49 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 14:00 1,139.12 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 15:00 1,138.86 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 16:00 1,138.69 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 17:00 1,139.41 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 18:00 1,138.33 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 19:00 1,138.87 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/07 20:00 1,139.45 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 21:00 1,139.14 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 22:00 1,139.82 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/07 23:00 1,141.33 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 00:00 1,141.46 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/08 01:00 1,140.94 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 02:00 1,141.57 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 03:00 1,140.96 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/08 04:00 1,140.80 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 05:00 1,141.29 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 06:00 1,140.37 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 07:00 1,140.33 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 08:00 1,139.96 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 09:00 1,139.83 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 10:00 1,140.70 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 11:00 1,139.60 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 12:00 1,139.79 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 13:00 1,139.76 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/08 14:00 1,139.34 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 15:00 1,140.20 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 16:00 1,139.12 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 17:00 1,139.97 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 18:00 1,139.90 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 19:00 1,139.69 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 20:00 1,140.37 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 21:00 1,139.93 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/08 22:00 1,140.27 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/08 23:00 1,140.88 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 00:00 1,140.66 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 01:00 1,140.84 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 02:00 1,141.37 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 03:00 1,140.36 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 04:00 1,140.60 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 05:00 1,140.37 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 06:00 1,139.53 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 07:00 1,140.19 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 08:00 1,140.67 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 09:00 1,140.02 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 10:00 1,140.87 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 11:00 1,140.74 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 12:00 1,140.15 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 13:00 1,140.66 1,165.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 14:00 1,139.80 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 15:00 1,140.75 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 16:00 1,140.01 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/09 17:00 1,139.87 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 18:00 1,140.41 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 19:00 1,139.51 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/09 20:00 1,139.62 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 21:00 1,140.46 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 22:00 1,139.84 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/09 23:00 1,139.90 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 00:00 1,140.21 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 01:00 1,139.73 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 02:00 1,140.26 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 03:00 1,140.16 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 04:00 1,139.60 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 05:00 1,140.09 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 06:00 1,139.61 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 07:00 1,139.93 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 08:00 1,140.21 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 09:00 1,140.20 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 10:00 1,140.10 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 11:00 1,140.67 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 12:00 1,139.70 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 13:00 1,140.26 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 14:00 1,140.65 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 15:00 1,139.95 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 16:00 1,140.39 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 17:00 1,140.46 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 18:00 1,139.61 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 19:00 1,140.47 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 20:00 1,140.22 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 21:00 1,139.69 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/10 22:00 1,140.25 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/10 23:00 1,139.57 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 00:00 1,140.26 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 01:00 1,140.40 1,196.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/11 02:00 1,140.16 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 03:00 1,140.68 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 04:00 1,140.51 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 05:00 1,140.07 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 06:00 1,140.47 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 07:00 1,139.52 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 08:00 1,139.23 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 09:00 1,139.55 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 10:00 1,138.55 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 11:00 1,138.16 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 12:00 1,138.44 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 13:00 1,137.70 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 14:00 1,137.98 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 15:00 1,138.19 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 16:00 1,137.40 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 17:00 1,138.69 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 18:00 1,138.86 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 19:00 1,138.86 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 20:00 1,139.79 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 21:00 1,139.62 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/11 22:00 1,139.52 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/11 23:00 1,140.11 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 00:00 1,140.14 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 01:00 1,140.13 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 02:00 1,140.90 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 03:00 1,140.21 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 04:00 1,140.31 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 05:00 1,140.82 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 06:00 1,140.13 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 07:00 1,139.75 1,195.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/12 08:00 1,138.97 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 09:00 1,139.01 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 10:00 1,139.36 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 11:00 1,138.57 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 12:00 1,138.39 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 13:00 1,137.96 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 14:00 1,137.70 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 15:00 1,138.41 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 16:00 1,138.44 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/12 17:00 1,138.20 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 18:00 1,139.14 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 19:00 1,138.64 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 20:00 1,138.65 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 21:00 1,139.14 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 22:00 1,138.15 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/12 23:00 1,138.03 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 00:00 1,139.16 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 01:00 1,139.33 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 02:00 1,139.16 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 03:00 1,139.34 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 04:00 1,138.98 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 05:00 1,140.09 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 06:00 1,140.19 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 07:00 1,139.55 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 08:00 1,140.22 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 09:00 1,139.32 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 10:00 1,139.16 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 11:00 1,139.75 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 12:00 1,139.11 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 13:00 1,139.04 1,194.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/13 14:00 1,139.53 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 15:00 1,138.70 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 16:00 1,139.11 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 17:00 1,139.87 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 18:00 1,139.77 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 19:00 1,139.98 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 20:00 1,139.87 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 21:00 1,139.19 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/13 22:00 1,142.34 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/13 23:00 1,140.44 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 00:00 1,139.27 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 01:00 1,139.93 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 02:00 1,139.34 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 03:00 1,139.97 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 04:00 1,140.46 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 05:00 1,139.60 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 06:00 1,140.11 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 07:00 1,140.58 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 08:00 1,139.10 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 09:00 1,139.10 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 10:00 1,139.46 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 11:00 1,137.79 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 12:00 1,137.74 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 13:00 1,139.01 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 14:00 1,138.40 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 15:00 1,138.44 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 16:00 1,138.41 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 17:00 1,138.26 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 18:00 1,139.57 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 19:00 1,140.18 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/14 20:00 1,139.52 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 21:00 1,138.70 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/14 22:00 1,137.46 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/14 23:00 1,137.90 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 00:00 1,138.61 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/15 01:00 1,137.74 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 02:00 1,138.36 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 03:00 1,138.06 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 04:00 1,137.90 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 05:00 1,138.70 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 06:00 1,137.79 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/15 07:00 1,137.70 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 08:00 1,138.36 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 09:00 1,138.40 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/15 10:00 1,138.20 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 11:00 1,137.72 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 12:00 1,137.29 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 13:00 1,136.74 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 14:00 1,135.90 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 15:00 1,136.80 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 16:00 1,136.66 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/15 17:00 1,136.36 1,191.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/15 18:00 1,137.39 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 19:00 1,138.25 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 20:00 1,139.28 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/15 21:00 1,139.35 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/15 22:00 1,138.73 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/15 23:00 1,138.39 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 00:00 1,138.74 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 01:00 1,139.20 1,194.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/16 02:00 1,138.67 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 03:00 1,139.25 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 04:00 1,139.36 1,194.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/16 05:00 1,138.80 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 06:00 1,139.12 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 07:00 1,139.57 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/16 08:00 1,139.02 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 09:00 1,139.78 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 10:00 1,139.89 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/16 11:00 1,138.78 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 12:00 1,137.98 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 13:00 1,138.63 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 14:00 1,138.09 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 15:00 1,138.74 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 16:00 1,139.16 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 17:00 1,139.31 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 18:00 1,140.39 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 19:00 1,140.69 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 20:00 1,140.18 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 21:00 1,140.32 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/16 22:00 1,139.03 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/16 23:00 1,138.53 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 00:00 1,139.34 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 01:00 1,138.75 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/17 02:00 1,139.35 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/17 03:00 1,140.26 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 04:00 1,139.67 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 05:00 1,139.84 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 06:00 1,140.34 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 07:00 1,140.46 1,196.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/17 08:00 1,138.91 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 09:00 1,139.46 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 10:00 1,139.94 1,195.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/17 11:00 1,138.94 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 12:00 1,139.36 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 13:00 1,140.00 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/17 14:00 1,139.24 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 15:00 1,139.31 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 16:00 1,140.03 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 17:00 1,139.89 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 18:00 1,140.61 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 19:00 1,140.54 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/17 20:00 1,140.44 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 21:00 1,140.93 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 22:00 1,140.50 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/17 23:00 1,140.79 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 00:00 1,141.29 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 01:00 1,140.26 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 02:00 1,140.55 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 03:00 1,140.03 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 04:00 1,139.80 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 05:00 1,140.45 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 06:00 1,140.79 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 07:00 1,141.12 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 08:00 1,141.89 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 09:00 1,142.28 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 10:00 1,141.67 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 11:00 1,141.91 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 12:00 1,141.10 1,197.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 13:00 1,141.37 1,196.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/18 14:00 1,141.84 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 15:00 1,140.55 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 16:00 1,141.16 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 17:00 1,141.03 1,197.00 100.4 U2 Operating at full power on the grid.
Unit 2 05/18 18:00 1,140.82 1,196.00 100.2 U2 Operating at full power on the grid.
Unit 2 05/18 19:00 1,139.90 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/18 20:00 1,140.44 1,196.00 100.1 U2 Operating at full power on the grid.
Unit 2 05/18 21:00 1,140.72 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 22:00 1,139.99 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/18 23:00 1,139.90 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 00:00 1,140.33 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 01:00 1,140.25 1,196.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/19 02:00 1,139.71 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 03:00 1,140.19 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 04:00 1,139.42 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 05:00 1,140.11 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 06:00 1,140.91 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 07:00 1,140.25 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/19 08:00 1,140.91 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 09:00 1,141.45 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 10:00 1,141.29 1,198.00 100.0 U2 Operating at full power on the grid.
Unit 2 05/19 11:00 1,140.89 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 12:00 1,140.89 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 13:00 1,139.81 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/19 14:00 1,140.39 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/19 15:00 1,140.89 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 16:00 1,139.87 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/19 17:00 1,140.39 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 18:00 1,141.02 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 19:00 1,140.84 1,197.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/19 20:00 1,141.41 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 21:00 1,140.42 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 22:00 1,140.35 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/19 23:00 1,139.31 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 00:00 1,139.85 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 01:00 1,140.46 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 02:00 1,140.43 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 03:00 1,140.01 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 04:00 1,140.20 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 05:00 1,139.51 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 06:00 1,139.63 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 07:00 1,140.76 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 08:00 1,140.14 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 09:00 1,140.14 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 10:00 1,140.06 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 11:00 1,138.50 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 12:00 1,138.79 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 13:00 1,139.81 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 14:00 1,139.41 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 15:00 1,139.83 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 16:00 1,139.74 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 17:00 1,139.37 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 18:00 1,140.39 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 19:00 1,139.26 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 20:00 1,139.05 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 21:00 1,140.06 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/20 22:00 1,140.47 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/20 23:00 1,138.77 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 00:00 1,139.15 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 01:00 1,139.82 1,195.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/21 02:00 1,139.20 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 03:00 1,139.35 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 04:00 1,140.00 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 05:00 1,139.70 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 06:00 1,139.60 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 07:00 1,139.89 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 08:00 1,139.30 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 09:00 1,140.00 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 10:00 1,140.55 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 11:00 1,140.50 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 12:00 1,139.07 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 13:00 1,139.20 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 14:00 1,139.33 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 15:00 1,139.71 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 16:00 1,140.09 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 17:00 1,140.18 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 18:00 1,139.94 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 19:00 1,140.16 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/21 20:00 1,140.94 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 21:00 1,139.88 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 22:00 1,140.25 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/21 23:00 1,140.78 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 00:00 1,140.56 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 01:00 1,139.92 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 02:00 1,140.13 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 03:00 1,139.62 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 04:00 1,139.92 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 05:00 1,140.76 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 06:00 1,140.13 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 07:00 1,140.87 1,197.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/22 08:00 1,141.59 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 09:00 1,142.35 1,197.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 10:00 1,142.36 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 11:00 1,141.85 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 12:00 1,142.32 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 13:00 1,142.49 1,199.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 14:00 1,141.78 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 15:00 1,142.31 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 16:00 1,143.05 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 17:00 1,141.90 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 18:00 1,142.07 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 19:00 1,141.93 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/22 20:00 1,141.63 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 21:00 1,142.03 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 22:00 1,141.79 1,199.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/22 23:00 1,141.88 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 00:00 1,142.45 1,199.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 01:00 1,141.70 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 02:00 1,141.80 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 03:00 1,140.82 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/23 04:00 1,141.01 1,198.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/23 05:00 1,141.61 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 06:00 1,141.00 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 07:00 1,140.92 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/23 08:00 1,141.96 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/23 09:00 1,142.04 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 10:00 1,142.15 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 11:00 1,142.88 1,199.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 12:00 1,142.65 1,199.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/23 13:00 1,142.19 1,199.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/23 14:00 1,141.12 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 15:00 1,140.29 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 16:00 1,140.08 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 17:00 1,140.00 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 18:00 1,139.40 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 19:00 1,139.82 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 20:00 1,140.01 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 21:00 1,139.83 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/23 22:00 1,139.39 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/23 23:00 1,140.06 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 00:00 1,140.31 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/24 01:00 1,139.71 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 02:00 1,139.95 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 03:00 1,139.35 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/24 04:00 1,139.05 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 05:00 1,139.65 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 06:00 1,139.74 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/24 07:00 1,139.55 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 08:00 1,140.12 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 09:00 1,139.82 1,196.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/24 10:00 1,139.52 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 11:00 1,140.20 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 12:00 1,139.41 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 13:00 1,139.47 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 14:00 1,139.11 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 15:00 1,138.90 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 16:00 1,138.46 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 17:00 1,138.90 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 18:00 1,138.14 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 19:00 1,138.32 1,194.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/24 20:00 1,139.16 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 21:00 1,139.82 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/24 22:00 1,139.05 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/24 23:00 1,138.90 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 00:00 1,139.30 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 01:00 1,138.09 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 02:00 1,138.39 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 03:00 1,138.34 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 04:00 1,137.98 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 05:00 1,138.91 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 06:00 1,139.43 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 07:00 1,138.81 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/25 08:00 1,139.19 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/25 09:00 1,139.94 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 10:00 1,139.24 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 11:00 1,138.99 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/25 12:00 1,139.80 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 13:00 1,140.05 1,196.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 14:00 1,140.39 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 15:00 1,141.18 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 16:00 1,140.81 1,198.00 99.9 U2 Operating at full power on the grid.
Unit 2 05/25 17:00 1,140.85 1,197.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 18:00 1,141.13 1,198.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/25 19:00 1,139.49 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/25 20:00 1,139.80 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/25 21:00 1,140.11 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/25 22:00 1,139.22 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/25 23:00 1,139.49 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 00:00 1,140.20 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/26 01:00 1,139.59 1,195.00 99.5 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/26 02:00 1,140.00 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 03:00 1,140.61 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 04:00 1,139.71 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 05:00 1,140.29 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 06:00 1,139.74 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 07:00 1,139.59 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 08:00 1,140.11 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 09:00 1,139.09 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 05/26 10:00 1,139.26 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 05/26 11:00 1,139.30 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/26 12:00 1,138.32 1,194.00 99.4 U2 Operating at full power on the grid.
Unit 2 05/26 13:00 1,138.47 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 14:00 1,138.63 1,195.00 99.8 U2 Operating at full power on the grid.
Unit 2 05/26 15:00 1,138.18 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 16:00 1,138.77 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 17:00 1,139.90 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 18:00 1,139.71 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 19:00 1,140.54 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 20:00 1,140.65 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 21:00 1,140.67 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 22:00 1,139.88 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/26 23:00 1,139.26 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 00:00 1,140.05 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 01:00 1,140.59 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 02:00 1,140.01 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 03:00 1,140.53 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 04:00 1,139.90 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 05:00 1,140.35 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 06:00 1,141.03 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 07:00 1,140.20 1,196.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/27 08:00 1,140.91 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 09:00 1,140.20 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 10:00 1,140.39 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 11:00 1,140.73 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 12:00 1,139.54 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 13:00 1,139.28 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 14:00 1,140.30 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 15:00 1,140.33 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 16:00 1,140.16 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 17:00 1,140.43 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 18:00 1,139.82 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 19:00 1,140.35 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 20:00 1,140.38 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 21:00 1,140.31 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/27 22:00 1,140.31 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/27 23:00 1,139.33 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 00:00 1,139.16 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 01:00 1,139.38 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 02:00 1,139.00 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 03:00 1,139.39 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 04:00 1,139.36 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 05:00 1,139.11 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 06:00 1,139.41 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 07:00 1,138.89 1,194.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/28 08:00 1,139.07 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 09:00 1,139.12 1,195.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 10:00 1,138.24 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 11:00 1,137.75 1,193.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 12:00 1,136.76 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 13:00 1,137.55 1,194.00 99.6 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/28 14:00 1,138.08 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 15:00 1,137.76 1,194.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 16:00 1,138.72 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 17:00 1,139.07 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 18:00 1,138.79 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/28 19:00 1,139.21 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 20:00 1,138.50 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 21:00 1,138.68 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 22:00 1,138.83 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/28 23:00 1,139.15 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 00:00 1,139.69 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 01:00 1,138.98 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 02:00 1,141.94 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 03:00 1,141.66 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 04:00 1,140.10 1,196.00 99.7 U2 Operating at full power on the grid.
Unit 2 05/29 05:00 1,140.12 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 06:00 1,140.73 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 07:00 1,139.68 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 08:00 1,139.69 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 09:00 1,139.71 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 10:00 1,139.20 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 11:00 1,139.59 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 12:00 1,139.18 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 13:00 1,138.76 1,194.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 14:00 1,139.30 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/29 15:00 1,138.85 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 16:00 1,138.69 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 17:00 1,139.45 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 18:00 1,139.72 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 19:00 1,140.17 1,196.00 99.5 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/29 20:00 1,140.79 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 21:00 1,139.69 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 22:00 1,139.89 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/29 23:00 1,140.24 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 00:00 1,140.04 1,195.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 01:00 1,140.13 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 02:00 1,140.71 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 03:00 1,140.10 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 04:00 1,140.34 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 05:00 1,140.94 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 06:00 1,140.35 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 07:00 1,140.99 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 08:00 1,141.54 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 09:00 1,140.82 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 10:00 1,140.91 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 11:00 1,140.95 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 12:00 1,140.10 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 13:00 1,140.49 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 14:00 1,140.88 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 15:00 1,140.10 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 16:00 1,140.68 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 17:00 1,141.18 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 18:00 1,140.69 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 19:00 1,141.65 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 20:00 1,140.89 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 21:00 1,140.77 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/30 22:00 1,141.23 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/30 23:00 1,139.80 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 00:00 1,140.11 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 01:00 1,140.28 1,196.00 99.6 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 05/31 02:00 1,139.22 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 03:00 1,139.52 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 04:00 1,140.04 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 05:00 1,139.72 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 06:00 1,140.25 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 07:00 1,141.40 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 08:00 1,140.98 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 09:00 1,141.30 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 10:00 1,141.86 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 11:00 1,141.04 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 12:00 1,141.10 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 13:00 1,141.77 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 14:00 1,142.34 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 15:00 1,141.65 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 16:00 1,141.59 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 17:00 1,140.66 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 18:00 1,140.99 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 19:00 1,141.12 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 20:00 1,140.55 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 21:00 1,140.88 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 05/31 22:00 1,141.01 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 05/31 23:00 1,140.51 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 Total May 848,179.61 889,380.00 ISO METER DATA INACCURATE.  SOME DATA POINTS NOT REPORTED.  SEE ABOVE.
Unit 2 06/01 00:00 1,140.72 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 01:00 1,141.21 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 02:00 1,140.37 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 03:00 1,140.66 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 04:00 1,141.19 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 05:00 1,139.96 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 06:00 1,140.67 1,197.00 99.5 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/01 07:00 1,141.38 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 08:00 1,141.29 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 09:00 1,141.00 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 10:00 1,141.10 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 11:00 1,140.65 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 12:00 1,140.61 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 13:00 1,141.02 1,196.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 14:00 1,141.00 1,197.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/01 15:00 1,140.10 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 16:00 1,141.25 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 17:00 1,141.79 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 18:00 1,140.83 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 19:00 1,141.30 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 20:00 1,141.92 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 21:00 1,141.54 1,198.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/01 22:00 1,140.90 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/01 23:00 1,141.43 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 00:00 1,141.50 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/02 01:00 1,140.63 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 02:00 1,140.96 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 03:00 1,141.40 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/02 04:00 1,140.47 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 05:00 1,140.96 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 06:00 1,141.63 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 07:00 1,140.78 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 08:00 1,140.88 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 09:00 1,141.71 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 10:00 1,141.29 1,197.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/02 11:00 1,140.61 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 12:00 1,140.78 1,197.00 99.5 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/02 13:00 1,141.14 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 14:00 1,140.11 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/02 15:00 1,140.45 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 16:00 1,141.07 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 17:00 1,139.87 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 18:00 1,140.25 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/02 19:00 1,141.05 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 20:00 1,140.74 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 21:00 1,140.63 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/02 22:00 1,141.05 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/02 23:00 1,140.43 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 00:00 1,140.63 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 01:00 1,140.73 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 02:00 1,139.60 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 03:00 1,139.69 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 04:00 1,139.68 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 05:00 1,139.78 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 06:00 1,139.21 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 07:00 1,140.08 1,195.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 08:00 1,140.28 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 09:00 1,140.15 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 10:00 1,140.48 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 11:00 1,140.55 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 12:00 1,139.65 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 13:00 1,140.29 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 14:00 1,140.66 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 15:00 1,140.14 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 16:00 1,139.84 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 17:00 1,140.61 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 18:00 1,140.94 1,197.00 99.5 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/03 19:00 1,140.00 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 20:00 1,140.28 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 21:00 1,140.87 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/03 22:00 1,141.89 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/03 23:00 1,143.07 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 00:00 1,141.50 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 01:00 1,139.88 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 02:00 1,139.74 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 03:00 1,140.06 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 04:00 1,139.57 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 05:00 1,139.11 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/04 06:00 1,140.07 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 07:00 1,140.26 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 08:00 1,139.60 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/04 09:00 1,140.21 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 10:00 1,140.30 1,196.00 99.2 U2 Operating at full power on the grid.
Unit 2 06/04 11:00 1,138.82 1,195.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/04 12:00 1,139.11 1,195.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/04 13:00 1,138.86 1,195.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/04 14:00 1,138.86 1,195.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/04 15:00 1,138.90 1,194.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/04 16:00 1,139.30 1,194.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/04 17:00 1,138.60 1,195.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/04 18:00 1,138.55 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/04 19:00 1,139.53 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/04 20:00 1,140.20 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 21:00 1,140.89 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/04 22:00 1,140.84 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/04 23:00 1,141.42 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 00:00 1,141.91 1,196.00 99.4 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/05 01:00 1,141.01 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 02:00 1,141.10 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 03:00 1,141.21 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 04:00 1,140.84 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 05:00 1,140.06 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 06:00 1,140.47 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 07:00 1,141.09 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 08:00 1,141.65 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 09:00 1,140.97 1,199.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 10:00 1,140.88 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 11:00 1,141.50 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/05 12:00 1,140.96 1,198.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/05 13:00 1,140.75 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 14:00 1,141.16 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 15:00 1,140.77 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 16:00 1,140.00 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 17:00 1,140.18 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 18:00 1,139.79 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 19:00 1,138.81 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 20:00 1,139.35 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 21:00 1,140.19 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/05 22:00 1,140.12 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/05 23:00 1,139.73 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 00:00 1,140.17 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 01:00 1,140.49 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 02:00 1,139.97 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 03:00 1,139.25 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 04:00 1,139.29 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 05:00 1,139.15 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 06:00 1,138.87 1,194.00 99.3 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/06 07:00 1,139.39 1,194.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 08:00 1,140.09 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 09:00 1,140.84 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 10:00 1,139.96 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 11:00 1,140.09 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 12:00 1,140.78 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 13:00 1,140.73 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 14:00 1,140.34 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 15:00 1,140.89 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 16:00 1,141.27 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 17:00 1,140.88 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 18:00 1,139.90 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 19:00 1,140.24 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 20:00 1,140.92 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 21:00 1,139.90 1,196.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/06 22:00 1,140.17 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/06 23:00 1,140.96 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 00:00 1,141.20 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 01:00 1,140.84 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 02:00 1,141.51 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 03:00 1,141.33 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 04:00 1,139.78 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 05:00 1,139.96 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 06:00 1,140.29 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 07:00 1,140.83 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 08:00 1,139.88 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/07 09:00 1,140.01 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 10:00 1,140.61 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 11:00 1,140.86 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/07 12:00 1,139.76 1,196.00 99.4 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/07 13:00 1,139.90 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 14:00 1,140.55 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 15:00 1,141.24 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 16:00 1,140.14 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/07 17:00 1,140.29 1,195.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 18:00 1,140.57 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 19:00 1,141.00 1,196.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/07 20:00 1,140.09 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 21:00 1,140.05 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 22:00 1,140.76 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/07 23:00 1,141.56 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 00:00 1,141.63 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 01:00 1,141.72 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 02:00 1,141.86 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 03:00 1,141.43 1,198.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/08 04:00 1,140.89 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 05:00 1,141.04 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 06:00 1,139.63 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 07:00 1,139.75 1,195.00 99.3 U2 Operating at full power on the grid.
Unit 2 06/08 08:00 1,140.36 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 09:00 1,141.00 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 10:00 1,140.86 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/08 11:00 1,140.40 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 12:00 1,140.69 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 13:00 1,141.10 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 14:00 1,140.96 1,197.00 99.5 U2 Operating at full power on the grid.
Unit 2 06/08 15:00 1,140.75 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 16:00 1,141.11 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 17:00 1,141.38 1,197.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 18:00 1,140.19 1,196.00 99.4 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/08 19:00 1,139.46 1,196.00 99.4 U2 Operating at full power on the grid.
Unit 2 06/08 20:00 1,137.57 1,195.00 99.4 20:07 U2 Commenced Load Trim of Main Gen in anticipation of NFF adjustment    AR A0731942
Unit 2 06/08 21:00 1,135.92 1,192.00 99.0 20:14 U2 Completed Load Trim (reduction) from 1195 Mw to 1192 Mw 
Unit 2 06/08 22:00 1,136.14 1,192.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/08 23:00 1,136.09 1,192.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 00:00 1,137.10 1,193.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 01:00 1,136.83 1,193.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 02:00 1,136.51 1,193.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 03:00 1,136.84 1,192.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 04:00 1,136.95 1,193.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 05:00 1,136.47 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 06:00 1,137.08 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 07:00 1,136.81 1,193.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 08:00 1,136.14 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 09:00 1,136.86 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 10:00 1,136.40 1,193.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 11:00 1,135.93 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 12:00 1,136.56 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 13:00 1,136.10 1,192.00 99.1 U2 Operating at full power on the grid.
Unit 2 06/09 14:00 1,134.84 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 15:00 1,134.98 1,190.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 16:00 1,135.75 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 17:00 1,134.87 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/09 18:00 1,135.30 1,190.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 19:00 1,135.93 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 20:00 1,135.49 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 21:00 1,135.33 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 22:00 1,134.44 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/09 23:00 1,134.34 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 00:00 1,135.25 1,191.00 98.9 U2 Operating at full power on the grid.

Unit-2 Gen 129 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/10 01:00 1,135.18 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/10 02:00 1,134.90 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 03:00 1,135.46 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 04:00 1,136.12 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 05:00 1,135.88 1,192.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/10 06:00 1,135.06 1,192.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 07:00 1,135.30 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 08:00 1,135.16 1,191.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/10 09:00 1,134.11 1,190.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/10 10:00 1,134.11 1,190.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/10 11:00 1,134.16 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 12:00 1,134.28 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 13:00 1,132.70 1,188.00 98.4 U2 Operating at full power on the grid.
Unit 2 06/10 14:00 1,132.43 1,187.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 15:00 1,132.59 1,187.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 16:00 1,131.47 1,186.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/10 17:00 1,130.79 1,185.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/10 18:00 1,131.04 1,187.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 19:00 1,132.27 1,187.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 20:00 1,132.99 1,188.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/10 21:00 1,132.50 1,188.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 22:00 1,133.35 1,188.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/10 23:00 1,134.68 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 00:00 1,135.31 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 01:00 1,134.57 1,190.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/11 02:00 1,134.30 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 03:00 1,135.03 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 04:00 1,135.69 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 05:00 1,134.85 1,190.00 99.0 U2 Operating at full power on the grid.
Unit 2 06/11 06:00 1,134.27 1,189.00 98.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/11 07:00 1,134.38 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 08:00 1,134.39 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 09:00 1,132.96 1,188.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/11 10:00 1,132.91 1,187.00 98.4 U2 Operating at full power on the grid.
Unit 2 06/11 11:00 1,133.01 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 12:00 1,133.03 1,188.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 13:00 1,132.43 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 14:00 1,133.31 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 15:00 1,133.91 1,187.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 16:00 1,133.57 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 17:00 1,133.20 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 18:00 1,134.06 1,189.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 19:00 1,134.75 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 20:00 1,134.35 1,191.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 21:00 1,133.78 1,190.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/11 22:00 1,133.65 1,189.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/11 23:00 1,135.29 1,189.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 00:00 1,136.63 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 01:00 1,134.51 1,190.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 02:00 1,134.60 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/12 03:00 1,133.29 1,189.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 04:00 1,133.51 1,189.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 05:00 1,133.84 1,190.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 06:00 1,133.12 1,190.00 98.9 U2 Operating at full power on the grid.
Unit 2 06/12 07:00 1,132.36 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/12 08:00 1,132.90 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 09:00 1,133.31 1,189.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 10:00 1,132.50 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 11:00 1,132.21 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/12 12:00 1,132.49 1,188.00 98.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/12 13:00 1,132.67 1,188.00 98.4 U2 Operating at full power on the grid.
Unit 2 06/12 14:00 1,131.34 1,186.00 98.2 U2 Operating at full power on the grid.
Unit 2 06/12 15:00 1,131.35 1,186.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/12 16:00 1,132.30 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 17:00 1,132.16 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 18:00 1,131.80 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/12 19:00 1,132.39 1,188.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/12 20:00 1,132.86 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 21:00 1,133.28 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 22:00 1,132.97 1,190.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/12 23:00 1,132.02 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 00:00 1,131.87 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 01:00 1,131.99 1,188.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 02:00 1,130.96 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 03:00 1,131.19 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 04:00 1,131.70 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 05:00 1,132.05 1,188.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 06:00 1,131.51 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 07:00 1,131.66 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 08:00 1,131.70 1,188.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 09:00 1,131.79 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 10:00 1,130.86 1,187.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 11:00 1,130.02 1,185.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 12:00 1,130.52 1,186.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 13:00 1,131.15 1,186.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 14:00 1,130.41 1,186.00 98.8 U2 Operating at full power on the grid.
Unit 2 06/13 15:00 1,129.71 1,184.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 16:00 1,130.25 1,185.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 17:00 1,131.04 1,186.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 18:00 1,131.16 1,187.00 98.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/13 19:00 1,130.30 1,185.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 20:00 1,130.12 1,186.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 21:00 1,130.36 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/13 22:00 1,130.39 1,187.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/13 23:00 1,129.54 1,185.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/14 00:00 1,129.72 1,185.00 98.7 U2 Operating at full power on the grid.
Unit 2 06/14 01:00 1,130.21 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 02:00 1,129.44 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 03:00 1,129.59 1,185.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/14 04:00 1,129.44 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 05:00 1,129.81 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 06:00 1,130.51 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 07:00 1,130.00 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 08:00 1,130.12 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 09:00 1,130.37 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/14 10:00 1,129.89 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/14 11:00 1,129.36 1,184.00 99.6 U2 Operating at full power on the grid.
Unit 2 06/14 12:00 1,129.65 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 13:00 1,129.93 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 14:00 1,129.85 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 15:00 1,129.75 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 16:00 1,129.44 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 17:00 1,129.77 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 18:00 1,130.29 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/14 19:00 1,131.15 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 20:00 1,132.36 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 21:00 1,131.68 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 22:00 1,131.94 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/14 23:00 1,132.12 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 00:00 1,132.80 1,189.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/15 01:00 1,131.68 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/15 02:00 1,131.27 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 03:00 1,131.90 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 04:00 1,132.24 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 05:00 1,132.57 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/15 06:00 1,132.35 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/15 07:00 1,132.79 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 08:00 1,133.26 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 09:00 1,132.86 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 10:00 1,132.34 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/15 11:00 1,132.31 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/15 12:00 1,132.44 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/15 13:00 1,132.90 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 14:00 1,132.36 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 15:00 1,132.36 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 16:00 1,133.17 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/15 17:00 1,134.36 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 18:00 1,134.46 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/15 19:00 1,133.29 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 20:00 1,133.76 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 21:00 1,134.11 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 22:00 1,134.25 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/15 23:00 1,132.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 00:00 1,133.17 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 01:00 1,133.59 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 02:00 1,134.00 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 03:00 1,134.52 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 04:00 1,133.70 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 05:00 1,133.70 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 06:00 1,134.41 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/16 07:00 1,135.31 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 08:00 1,134.59 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/16 09:00 1,134.68 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 10:00 1,135.03 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 11:00 1,135.31 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 12:00 1,134.74 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 13:00 1,133.34 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 14:00 1,133.01 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 15:00 1,133.40 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 16:00 1,133.01 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/16 17:00 1,133.36 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 18:00 1,134.15 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 19:00 1,135.00 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 20:00 1,134.35 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/16 21:00 1,134.08 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/16 22:00 1,134.52 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/16 23:00 1,134.95 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 00:00 1,135.45 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 01:00 1,135.30 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/17 02:00 1,134.90 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 03:00 1,135.47 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 04:00 1,134.46 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 05:00 1,134.61 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 06:00 1,135.37 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 07:00 1,135.87 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 08:00 1,135.03 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/17 09:00 1,135.24 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 10:00 1,135.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 11:00 1,134.59 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 12:00 1,133.92 1,190.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/17 13:00 1,133.91 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/17 14:00 1,133.42 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 15:00 1,132.13 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 16:00 1,132.05 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/17 17:00 1,132.59 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/17 18:00 1,133.22 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 19:00 1,134.41 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 20:00 1,135.41 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 21:00 1,134.39 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 22:00 1,134.75 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/17 23:00 1,134.77 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 00:00 1,134.91 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/18 01:00 1,133.28 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 02:00 1,132.87 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 03:00 1,133.19 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 04:00 1,133.53 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 05:00 1,134.04 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 06:00 1,132.47 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 07:00 1,132.35 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 08:00 1,132.55 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 09:00 1,132.09 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 10:00 1,130.98 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 11:00 1,130.82 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/18 12:00 1,131.24 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 13:00 1,131.50 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 14:00 1,131.42 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/18 15:00 1,132.25 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/18 16:00 1,132.90 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 17:00 1,133.64 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/18 18:00 1,133.57 1,189.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/18 19:00 1,133.45 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 20:00 1,134.20 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 21:00 1,134.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/18 22:00 1,133.42 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/18 23:00 1,133.83 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 00:00 1,134.37 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 01:00 1,134.80 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 02:00 1,134.38 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 03:00 1,133.70 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 04:00 1,133.77 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 05:00 1,133.93 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 06:00 1,134.52 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 07:00 1,133.49 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/19 08:00 1,133.45 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 09:00 1,133.81 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 10:00 1,133.95 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 11:00 1,131.96 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 12:00 1,131.69 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 13:00 1,132.26 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 14:00 1,132.78 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 15:00 1,131.66 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 16:00 1,131.54 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 17:00 1,131.81 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 18:00 1,132.26 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 19:00 1,132.85 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/19 20:00 1,132.10 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 21:00 1,132.65 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 22:00 1,132.35 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/19 23:00 1,132.61 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 00:00 1,133.49 1,189.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/20 01:00 1,133.78 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 02:00 1,133.45 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/20 03:00 1,132.14 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 04:00 1,132.16 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 05:00 1,132.32 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/20 06:00 1,131.55 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 07:00 1,131.60 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 08:00 1,132.08 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 09:00 1,131.92 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/20 10:00 1,130.58 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 11:00 1,130.73 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 12:00 1,130.89 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 13:00 1,131.04 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 14:00 1,130.21 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 15:00 1,130.89 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 16:00 1,131.41 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 17:00 1,131.41 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/20 18:00 1,130.89 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 19:00 1,131.14 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 20:00 1,132.46 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 21:00 1,133.13 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/20 22:00 1,131.42 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/20 23:00 1,131.57 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 00:00 1,132.00 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 01:00 1,131.77 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 02:00 1,131.39 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 03:00 1,131.61 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 04:00 1,131.80 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 05:00 1,131.17 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 06:00 1,131.13 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/21 07:00 1,132.33 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 08:00 1,132.96 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 09:00 1,132.44 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 10:00 1,130.55 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 11:00 1,130.22 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 12:00 1,130.30 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 13:00 1,131.06 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 14:00 1,130.55 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 15:00 1,130.67 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/21 16:00 1,131.17 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 17:00 1,132.28 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 18:00 1,132.79 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 19:00 1,133.12 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/21 20:00 1,132.95 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/21 21:00 1,131.44 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/21 22:00 1,131.83 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/21 23:00 1,132.20 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/22 00:00 1,132.73 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 01:00 1,132.22 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 02:00 1,131.90 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/22 03:00 1,131.97 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/22 04:00 1,132.24 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 06/22 05:00 1,132.77 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/22 06:00 1,133.36 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/22 07:00 1,133.74 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 08:00 1,134.33 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 09:00 1,134.04 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 06/22 10:00 1,133.85 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 06/22 11:00 1,133.95 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 12:00 1,133.64 1,189.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/22 13:00 1,133.73 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 14:00 1,134.35 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 15:00 1,134.69 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 16:00 1,133.94 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 06/22 17:00 1,134.31 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 18:00 1,135.45 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 19:00 1,135.87 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 06/22 20:00 1,135.93 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 21:00 1,136.56 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 22:00 1,136.40 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/22 23:00 1,136.41 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 00:00 1,136.39 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 01:00 1,135.92 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 02:00 1,136.33 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 03:00 1,136.55 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 04:00 1,136.37 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 05:00 1,135.89 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 06:00 1,136.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 07:00 1,136.80 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 08:00 1,136.46 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 09:00 1,136.65 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 10:00 1,136.30 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 11:00 1,136.06 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 12:00 1,135.58 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 13:00 1,134.88 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 14:00 1,134.76 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 15:00 1,135.20 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 16:00 1,135.01 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 17:00 1,135.38 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/23 18:00 1,135.99 1,191.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/23 19:00 1,136.14 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 20:00 1,136.23 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 21:00 1,136.63 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/23 22:00 1,135.89 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/23 23:00 1,136.08 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 00:00 1,136.55 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 01:00 1,136.58 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 02:00 1,136.24 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 03:00 1,136.36 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 04:00 1,136.83 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 05:00 1,136.54 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 06:00 1,137.05 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 07:00 1,137.03 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 08:00 1,136.95 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 09:00 1,137.70 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 10:00 1,137.55 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 11:00 1,137.16 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 12:00 1,137.63 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 13:00 1,137.08 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 14:00 1,136.94 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 15:00 1,137.19 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 16:00 1,136.57 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 17:00 1,136.30 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 18:00 1,136.75 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 19:00 1,136.56 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 20:00 1,136.27 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 21:00 1,136.65 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/24 22:00 1,135.96 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/24 23:00 1,136.16 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/25 00:00 1,136.86 1,192.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/25 01:00 1,137.43 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 02:00 1,137.53 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/25 03:00 1,137.82 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 04:00 1,137.46 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 05:00 1,137.48 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/25 06:00 1,136.92 1,142.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 07:00 1,136.41 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/25 08:00 1,136.20 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/25 09:00 1,136.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 10:00 1,136.61 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 11:00 1,136.04 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 12:00 1,136.28 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 13:00 1,136.85 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 14:00 1,136.33 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 15:00 1,136.40 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 16:00 1,136.30 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 17:00 1,136.70 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 18:00 1,137.06 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 19:00 1,136.90 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 20:00 1,136.60 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 21:00 1,137.02 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 22:00 1,138.55 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/25 23:00 1,137.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 00:00 1,136.55 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 01:00 1,136.23 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/26 02:00 1,136.50 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/26 03:00 1,137.03 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 04:00 1,137.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 05:00 1,137.10 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 06:00 1,137.18 1,192.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/26 07:00 1,137.31 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 08:00 1,137.41 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 09:00 1,136.80 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 10:00 1,136.99 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 11:00 1,137.05 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 12:00 1,136.61 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 13:00 1,137.06 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 14:00 1,137.49 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 15:00 1,136.55 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 16:00 1,136.40 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 17:00 1,136.46 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 18:00 1,136.17 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 19:00 1,135.99 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/26 20:00 1,136.30 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 21:00 1,136.32 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 22:00 1,135.61 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/26 23:00 1,134.90 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/27 00:00 1,134.61 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 06/27 01:00 1,135.19 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 02:00 1,135.79 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 03:00 1,135.45 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 04:00 1,135.76 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 05:00 1,136.41 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 06:00 1,135.93 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 07:00 1,136.52 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 08:00 1,136.98 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 09:00 1,136.38 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 10:00 1,136.52 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 11:00 1,136.44 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 12:00 1,135.23 1,191.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/27 13:00 1,135.36 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 14:00 1,135.68 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 15:00 1,136.05 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 16:00 1,135.59 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 17:00 1,135.78 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 18:00 1,136.04 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 19:00 1,135.22 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 20:00 1,135.34 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 21:00 1,135.45 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 22:00 1,135.47 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/27 23:00 1,134.37 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 00:00 1,134.50 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 01:00 1,134.90 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 02:00 1,134.58 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 03:00 1,134.72 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 04:00 1,135.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 05:00 1,135.31 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 06:00 1,134.88 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 07:00 1,135.83 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 08:00 1,136.26 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 09:00 1,135.50 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 10:00 1,135.73 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 11:00 1,135.55 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 12:00 1,135.09 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 06/28 13:00 1,134.91 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 14:00 1,134.85 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 15:00 1,134.95 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 16:00 1,134.56 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 17:00 1,135.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 18:00 1,134.89 1,190.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/28 19:00 1,134.53 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 20:00 1,134.98 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 21:00 1,134.31 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 22:00 1,134.34 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/28 23:00 1,134.48 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 00:00 1,134.59 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 01:00 1,134.76 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 02:00 1,134.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 03:00 1,134.57 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 04:00 1,135.23 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 05:00 1,135.77 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 06:00 1,135.85 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 07:00 1,136.30 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 08:00 1,136.50 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 09:00 1,135.89 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 10:00 1,135.99 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 11:00 1,136.20 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 12:00 1,135.75 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 13:00 1,134.72 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 14:00 1,133.96 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 15:00 1,133.36 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 16:00 1,133.67 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 17:00 1,134.50 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 18:00 1,134.40 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 19:00 1,134.69 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 20:00 1,135.03 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 21:00 1,134.73 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 22:00 1,134.37 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/29 23:00 1,134.57 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 00:00 1,134.71 1,190.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 06/30 01:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 02:00 1,134.50 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 03:00 1,134.79 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 04:00 1,134.33 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 05:00 1,134.73 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 06:00 1,135.51 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 07:00 1,135.63 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 08:00 1,135.67 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 09:00 1,136.20 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 10:00 1,136.41 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 11:00 1,135.84 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 12:00 1,135.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 13:00 1,135.20 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 14:00 1,135.07 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 15:00 1,134.60 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 16:00 1,133.23 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 17:00 1,132.70 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 18:00 1,132.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 19:00 1,132.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 20:00 1,132.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 21:00 1,132.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 22:00 1,134.87 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 06/30 23:00 1,135.40 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 Total June 817,748.89 857,540.00 ATS ISO Meter data appears to be AOK
Unit 2 07/01 00:00 1,135.53 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 01:00 1,135.59 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/01 02:00 1,135.38 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 03:00 1,135.91 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 04:00 1,136.12 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/01 05:00 1,135.88 1,191.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/01 06:00 1,136.41 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 07:00 1,136.58 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 08:00 1,136.02 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 09:00 1,136.09 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 10:00 1,136.66 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 11:00 1,137.01 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 12:00 1,136.19 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 13:00 1,136.17 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 14:00 1,136.09 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 15:00 1,136.38 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 16:00 1,135.81 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 17:00 1,136.01 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 18:00 1,136.57 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 19:00 1,136.25 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 20:00 1,136.25 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/01 21:00 1,136.40 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 22:00 1,136.42 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/01 23:00 1,138.29 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 00:00 1,136.85 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 01:00 1,136.22 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 02:00 1,136.10 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 03:00 1,135.99 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 04:00 1,136.17 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 05:00 1,136.58 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 06:00 1,136.33 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 07:00 1,136.96 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 08:00 1,137.22 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 09:00 1,136.99 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 10:00 1,136.56 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 11:00 1,136.32 1,192.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/02 12:00 1,135.64 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 13:00 1,135.10 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 14:00 1,135.48 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 15:00 1,136.09 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 16:00 1,136.21 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 17:00 1,135.73 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 18:00 1,135.67 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 19:00 1,135.93 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/02 20:00 1,136.45 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 21:00 1,136.47 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 22:00 1,137.26 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/02 23:00 1,137.65 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 00:00 1,138.19 1,194.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 01:00 1,137.66 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 02:00 1,137.92 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 03:00 1,138.12 1,194.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 04:00 1,138.29 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 05:00 1,137.17 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 06:00 1,137.06 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 07:00 1,137.13 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 08:00 1,136.91 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 09:00 1,136.90 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 10:00 1,136.91 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 11:00 1,136.20 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 12:00 1,136.50 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 13:00 1,136.85 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 14:00 1,136.65 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 15:00 1,135.74 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 16:00 1,134.89 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 17:00 1,134.35 1,189.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/03 18:00 1,134.30 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/03 19:00 1,135.58 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 20:00 1,136.42 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 21:00 1,137.20 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 22:00 1,137.05 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/03 23:00 1,136.50 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 00:00 1,136.56 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 01:00 1,137.34 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 02:00 1,137.32 1,193.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/04 03:00 1,136.76 1,195.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 04:00 1,137.06 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 05:00 1,136.46 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/04 06:00 1,135.57 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 07:00 1,135.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 08:00 1,136.35 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 09:00 1,136.77 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 10:00 1,136.91 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 11:00 1,137.33 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 12:00 1,137.74 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 13:00 1,137.29 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 14:00 1,136.59 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 15:00 1,135.56 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 16:00 1,134.90 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 17:00 1,134.19 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 18:00 1,136.01 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 19:00 1,135.46 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 20:00 1,135.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 21:00 1,135.96 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 22:00 1,136.40 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/04 23:00 1,135.73 1,191.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/05 00:00 1,135.77 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 01:00 1,136.39 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 02:00 1,136.51 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 03:00 1,136.01 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/05 04:00 1,135.64 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 05:00 1,135.20 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 06:00 1,135.68 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 07:00 1,135.78 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 08:00 1,134.68 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 09:00 1,135.37 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 10:00 1,136.65 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 11:00 1,136.41 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 12:00 1,136.54 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 13:00 1,136.90 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 14:00 1,137.16 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 15:00 1,136.41 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 16:00 1,136.31 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 17:00 1,136.30 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 18:00 1,136.19 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 19:00 1,135.74 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 20:00 1,134.85 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 21:00 1,135.74 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 22:00 1,136.55 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/05 23:00 1,136.23 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 00:00 1,136.34 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 01:00 1,136.85 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 02:00 1,136.15 1,191.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/06 03:00 1,136.07 1,191.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/06 04:00 1,136.30 1,190.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/06 05:00 1,136.31 1,192.00 99.6 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/06 06:00 1,136.13 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 07:00 1,135.39 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 08:00 1,135.07 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 09:00 1,135.48 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 10:00 1,134.67 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 11:00 1,134.09 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 12:00 1,134.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 13:00 1,134.53 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 14:00 1,134.60 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 15:00 1,135.16 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 16:00 1,135.57 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 17:00 1,135.48 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 18:00 1,134.72 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 19:00 1,134.54 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 20:00 1,134.68 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 21:00 1,134.65 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 22:00 1,134.63 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/06 23:00 1,135.67 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 00:00 1,136.30 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 01:00 1,136.02 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 02:00 1,136.24 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 03:00 1,136.87 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 04:00 1,136.74 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 05:00 1,135.96 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 06:00 1,135.70 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 07:00 1,135.69 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 08:00 1,135.47 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 09:00 1,134.94 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/07 10:00 1,133.84 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 11:00 1,134.14 1,189.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/07 12:00 1,134.52 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 13:00 1,134.35 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/07 14:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 15:00 1,134.13 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 16:00 1,134.06 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 17:00 1,134.11 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/07 18:00 1,133.20 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/07 19:00 1,133.81 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/07 20:00 1,133.65 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 21:00 1,132.90 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 22:00 1,133.12 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/07 23:00 1,133.25 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 00:00 1,133.54 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/08 01:00 1,132.70 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 02:00 1,133.01 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 03:00 1,133.54 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 04:00 1,134.22 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/08 05:00 1,133.04 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 06:00 1,132.30 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 07:00 1,133.40 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 08:00 1,134.16 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/08 09:00 1,133.52 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 10:00 1,132.51 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 11:00 1,132.24 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 12:00 1,131.39 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 13:00 1,131.66 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 14:00 1,132.31 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 15:00 1,132.12 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 16:00 1,131.70 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 17:00 1,131.80 1,187.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/08 18:00 1,132.44 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 19:00 1,132.96 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/08 20:00 1,133.69 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/08 21:00 1,133.23 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 22:00 1,133.01 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/08 23:00 1,132.87 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 00:00 1,135.16 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 01:00 1,136.59 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/09 02:00 1,134.72 1,189.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/09 03:00 1,134.38 1,189.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/09 04:00 1,134.11 1,189.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/09 05:00 1,134.27 1,189.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/09 06:00 1,134.26 1,189.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/09 07:00 1,133.87 1,189.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/09 08:00 1,133.45 1,190.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/09 09:00 1,131.29 1,187.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/09 10:00 1,131.12 1,186.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/09 11:00 1,129.76 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 07/09 12:00 1,129.72 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 13:00 1,130.03 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 14:00 1,130.91 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 15:00 1,131.19 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 16:00 1,130.54 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 17:00 1,132.05 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 18:00 1,132.45 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 19:00 1,132.55 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 20:00 1,132.91 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 21:00 1,133.15 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/09 22:00 1,131.58 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/09 23:00 1,131.20 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/10 00:00 1,131.62 1,185.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/10 01:00 1,132.99 1,187.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/10 02:00 1,132.81 1,188.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/10 03:00 1,133.14 1,188.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/10 04:00 1,133.17 1,188.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/10 05:00 1,133.11 1,188.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/10 06:00 1,131.46 1,188.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/10 07:00 1,130.43 1,185.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/10 08:00 1,129.50 1,185.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/10 09:00 1,129.66 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 10:00 1,130.79 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 11:00 1,131.53 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 12:00 1,131.49 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 13:00 1,130.79 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/10 14:00 1,129.72 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 15:00 1,130.60 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 16:00 1,130.30 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 17:00 1,130.49 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 18:00 1,131.26 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/10 19:00 1,132.06 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/10 20:00 1,132.05 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/10 21:00 1,131.54 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 22:00 1,130.85 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/10 23:00 1,131.26 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 00:00 1,131.66 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 01:00 1,131.48 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 02:00 1,131.80 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 03:00 1,131.69 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 04:00 1,130.75 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 05:00 1,130.07 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/11 06:00 1,129.96 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 07:00 1,130.45 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 08:00 1,131.37 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 09:00 1,131.91 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 10:00 1,131.60 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 11:00 1,131.62 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 12:00 1,132.07 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 13:00 1,131.19 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 14:00 1,129.78 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 15:00 1,129.89 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 16:00 1,130.16 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 17:00 1,130.44 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 18:00 1,129.86 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 19:00 1,128.69 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/11 20:00 1,128.81 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 21:00 1,129.35 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 22:00 1,129.64 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/11 23:00 1,129.93 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 00:00 1,130.32 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 01:00 1,129.12 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 02:00 1,129.61 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 03:00 1,130.34 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 04:00 1,130.66 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 05:00 1,131.16 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 06:00 1,130.19 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 07:00 1,130.00 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 08:00 1,129.80 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 09:00 1,129.94 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 10:00 1,130.21 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 11:00 1,129.19 1,185.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/12 12:00 1,127.97 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 13:00 1,127.58 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 14:00 1,127.34 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 15:00 1,127.04 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 16:00 1,127.65 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 17:00 1,128.91 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 18:00 1,129.35 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 19:00 1,129.80 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/12 20:00 1,130.30 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 21:00 1,130.20 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 22:00 1,130.39 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/12 23:00 1,130.76 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 00:00 1,130.88 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 01:00 1,130.35 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 02:00 1,130.05 1,185.00 99.3 U2 Operating at full power on the grid.
Unit 2 07/13 03:00 1,130.35 1,186.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/13 04:00 1,130.65 1,185.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/13 05:00 1,130.22 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 06:00 1,129.57 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 07:00 1,129.52 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 08:00 1,129.71 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 09:00 1,129.74 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 10:00 1,129.86 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 11:00 1,129.04 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 12:00 1,127.66 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 13:00 1,127.68 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 14:00 1,128.07 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 15:00 1,127.89 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 16:00 1,128.51 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 17:00 1,129.06 1,184.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/13 18:00 1,129.32 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 19:00 1,130.11 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 20:00 1,130.93 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 21:00 1,130.74 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/13 22:00 1,130.60 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/13 23:00 1,130.10 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 00:00 1,130.30 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 01:00 1,129.74 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 02:00 1,129.70 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 03:00 1,129.69 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 04:00 1,129.84 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 05:00 1,131.21 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 06:00 1,131.73 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 07:00 1,132.13 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 08:00 1,132.47 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 09:00 1,132.90 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 10:00 1,132.54 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 11:00 1,131.80 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 12:00 1,130.34 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 13:00 1,130.30 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/14 14:00 1,130.52 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 15:00 1,130.38 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 16:00 1,130.82 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/14 17:00 1,131.24 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 18:00 1,131.61 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 19:00 1,130.81 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 20:00 1,130.92 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/14 21:00 1,130.77 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 22:00 1,130.99 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/14 23:00 1,131.28 1,186.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/15 00:00 1,131.95 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 01:00 1,131.36 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 02:00 1,130.60 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 03:00 1,130.41 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 04:00 1,130.05 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 07/15 05:00 1,129.85 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 07/15 06:00 1,130.39 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 07/15 07:00 1,131.49 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 07/15 08:00 1,132.16 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 09:00 1,132.91 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 10:00 1,133.34 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 11:00 1,133.70 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 12:00 1,133.42 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 13:00 1,132.52 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 14:00 1,132.21 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 15:00 1,132.70 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 16:00 1,133.08 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 17:00 1,133.76 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 18:00 1,133.59 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 19:00 1,133.70 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 20:00 1,134.25 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 21:00 1,134.11 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/15 22:00 1,133.76 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/15 23:00 1,133.02 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 00:00 1,132.33 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/16 01:00 1,132.59 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/16 02:00 1,132.68 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 03:00 1,133.05 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 04:00 1,133.42 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 05:00 1,133.62 1,189.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/16 06:00 1,133.91 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 07:00 1,134.82 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 08:00 1,134.44 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 09:00 1,134.71 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 10:00 1,134.74 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 11:00 1,134.74 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 12:00 1,134.41 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 13:00 1,134.39 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 14:00 1,134.41 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 15:00 1,133.95 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 16:00 1,134.35 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 17:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 18:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 19:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 20:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 21:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 22:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/16 23:00 1,134.00 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 00:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 01:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 02:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 03:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 04:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 05:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 06:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 07:00 1,134.00 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 08:00 1,134.00 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 09:00 1,134.90 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 10:00 1,135.07 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 11:00 1,135.20 1,190.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/17 12:00 1,135.30 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 13:00 1,135.14 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 14:00 1,134.49 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 15:00 1,133.92 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 16:00 1,133.56 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 17:00 1,133.75 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 18:00 1,133.83 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/17 19:00 1,134.17 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 20:00 1,134.76 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/17 21:00 1,134.82 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/17 22:00 1,135.08 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/17 23:00 1,135.10 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 00:00 1,135.11 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 01:00 1,135.14 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 02:00 1,135.52 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 03:00 1,135.61 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 04:00 1,135.31 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 05:00 1,135.64 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 06:00 1,136.10 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 07:00 1,136.34 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 08:00 1,136.17 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 09:00 1,136.51 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 10:00 1,135.84 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 11:00 1,135.51 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 12:00 1,135.81 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 13:00 1,135.40 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 14:00 1,135.40 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 15:00 1,135.21 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 16:00 1,135.09 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 17:00 1,135.30 1,190.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/18 18:00 1,135.22 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 19:00 1,135.78 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 20:00 1,136.19 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 21:00 1,135.88 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/18 22:00 1,135.84 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/18 23:00 1,135.99 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 00:00 1,136.17 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 01:00 1,136.17 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 02:00 1,135.79 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 03:00 1,135.74 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/19 04:00 1,135.44 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 05:00 1,135.29 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/19 06:00 1,135.20 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 07:00 1,135.48 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 08:00 1,135.30 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 09:00 1,135.31 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 10:00 1,135.79 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 11:00 1,135.84 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 12:00 1,135.71 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/19 13:00 1,135.11 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 14:00 1,134.63 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 15:00 1,134.11 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 16:00 1,134.00 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/19 17:00 1,134.16 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 18:00 1,133.69 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 19:00 1,133.89 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/19 20:00 1,134.00 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 21:00 1,134.41 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 22:00 1,134.19 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/19 23:00 1,134.35 1,190.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/20 00:00 1,134.92 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 01:00 1,134.84 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 02:00 1,134.75 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 03:00 1,134.65 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 04:00 1,134.49 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 05:00 1,134.35 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 06:00 1,134.63 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 07:00 1,134.45 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 08:00 1,134.48 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 09:00 1,134.62 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 10:00 1,134.84 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 11:00 1,134.17 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 12:00 1,133.94 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 13:00 1,133.98 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 14:00 1,134.19 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 15:00 1,133.81 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 16:00 1,133.91 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 17:00 1,133.44 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 18:00 1,133.67 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 19:00 1,133.42 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 20:00 1,133.61 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/20 21:00 1,133.78 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 22:00 1,133.81 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/20 23:00 1,134.30 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 00:00 1,134.54 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 01:00 1,135.08 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 02:00 1,134.91 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 03:00 1,134.90 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 04:00 1,134.99 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 05:00 1,135.35 1,190.00 99.6 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/21 06:00 1,135.03 1,190.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/21 07:00 1,135.14 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 08:00 1,134.77 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 09:00 1,135.11 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 10:00 1,135.31 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 11:00 1,135.19 1,191.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/21 12:00 1,135.52 1,191.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/21 13:00 1,135.90 1,192.00 99.6 U2 Operating at full power on the grid.
Unit 2 07/21 14:00 1,135.86 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 15:00 1,136.27 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 16:00 1,136.51 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 17:00 1,136.51 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 18:00 1,134.83 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 19:00 1,134.14 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 20:00 1,134.20 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 21:00 1,134.82 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/21 22:00 1,134.90 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/21 23:00 1,135.51 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 00:00 1,136.23 1,192.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 01:00 1,135.95 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 02:00 1,136.28 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 03:00 1,136.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 04:00 1,136.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 05:00 1,136.05 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 06:00 1,135.50 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 07:00 1,135.29 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 08:00 1,135.19 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 09:00 1,135.36 1,190.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/22 10:00 1,136.39 1,191.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/22 11:00 1,136.41 1,191.00 99.5 U2 Operating at full power on the grid.

Unit-2 Gen 163 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/22 12:00 1,136.65 1,191.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/22 13:00 1,136.84 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 14:00 1,136.50 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 15:00 1,136.50 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 16:00 1,136.36 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 17:00 1,135.41 1,191.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 18:00 1,135.02 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/22 19:00 1,134.73 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 20:00 1,134.55 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 21:00 1,134.15 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 22:00 1,133.78 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/22 23:00 1,133.81 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 00:00 1,134.28 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 01:00 1,134.52 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/23 02:00 1,134.21 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 03:00 1,134.46 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 04:00 1,134.78 1,189.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/23 05:00 1,137.16 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 06:00 1,137.11 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 07:00 1,137.50 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 08:00 1,137.49 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 09:00 1,137.29 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 10:00 1,136.70 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 11:00 1,136.04 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 12:00 1,136.16 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 13:00 1,135.66 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 14:00 1,135.71 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 15:00 1,135.29 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 16:00 1,135.20 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 17:00 1,135.58 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/23 18:00 1,136.01 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 19:00 1,136.47 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 20:00 1,136.29 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 21:00 1,136.65 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 07/23 22:00 1,136.99 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/23 23:00 1,139.30 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 00:00 1,139.18 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 01:00 1,136.52 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 02:00 1,134.26 1,192.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/24 03:00 1,134.00 1,188.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/24 04:00 1,133.19 1,189.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/24 05:00 1,132.80 1,188.00 99.4 U2 Operating at full power on the grid.
Unit 2 07/24 06:00 1,133.08 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 07:00 1,132.80 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 08:00 1,133.11 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 09:00 1,133.40 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 10:00 1,132.61 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 11:00 1,132.16 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 12:00 1,132.23 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/24 13:00 1,132.36 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 14:00 1,132.10 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 15:00 1,132.47 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/24 16:00 1,132.80 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 17:00 1,132.87 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 18:00 1,133.13 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/24 19:00 1,132.70 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 20:00 1,132.80 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 21:00 1,133.10 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/24 22:00 1,132.56 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/24 23:00 1,132.36 1,188.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/25 00:00 1,132.64 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 01:00 1,132.77 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 02:00 1,132.90 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 03:00 1,133.47 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 04:00 1,134.15 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 05:00 1,134.49 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 06:00 1,134.22 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 07:00 1,134.26 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 08:00 1,134.54 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 09:00 1,134.67 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 10:00 1,134.65 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 11:00 1,134.50 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 12:00 1,134.32 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 13:00 1,134.41 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 14:00 1,134.41 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 15:00 1,132.95 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 16:00 1,132.03 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 17:00 1,132.26 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 18:00 1,132.19 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 19:00 1,132.40 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/25 20:00 1,132.48 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 21:00 1,132.64 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 22:00 1,133.04 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/25 23:00 1,133.38 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 00:00 1,133.89 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 01:00 1,134.00 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 02:00 1,133.15 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 03:00 1,133.18 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 04:00 1,133.18 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 05:00 1,133.34 1,189.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/26 06:00 1,132.39 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 07:00 1,132.24 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 08:00 1,131.98 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 09:00 1,131.92 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 10:00 1,131.40 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 11:00 1,129.99 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 12:00 1,129.59 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 13:00 1,129.85 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 14:00 1,130.65 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 15:00 1,131.35 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 16:00 1,130.89 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 17:00 1,130.60 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 18:00 1,130.41 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 19:00 1,130.84 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 20:00 1,131.17 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 21:00 1,131.32 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/26 22:00 1,131.42 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/26 23:00 1,131.17 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 00:00 1,131.42 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 01:00 1,131.48 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 02:00 1,132.21 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 03:00 1,132.43 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 04:00 1,132.47 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 05:00 1,132.65 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/27 06:00 1,133.05 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 07:00 1,132.11 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/27 08:00 1,131.76 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 09:00 1,131.16 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 10:00 1,130.84 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 11:00 1,131.38 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/27 12:00 1,131.50 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 13:00 1,130.94 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 14:00 1,130.88 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 15:00 1,129.66 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 16:00 1,129.53 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 17:00 1,130.41 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 18:00 1,130.06 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/27 19:00 1,130.16 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 20:00 1,130.26 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 21:00 1,130.45 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/27 22:00 1,130.39 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/27 23:00 1,129.97 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 00:00 1,129.91 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 01:00 1,130.34 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 02:00 1,130.99 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 03:00 1,131.90 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 04:00 1,131.92 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 05:00 1,132.34 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 06:00 1,132.26 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 07:00 1,132.31 1,187.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/28 08:00 1,132.56 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/28 09:00 1,132.66 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 10:00 1,131.13 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 11:00 1,130.41 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 12:00 1,130.49 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 13:00 1,130.77 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 14:00 1,131.18 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 15:00 1,131.80 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 16:00 1,130.65 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 17:00 1,129.80 1,185.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/28 18:00 1,130.09 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 19:00 1,129.50 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 20:00 1,129.53 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 21:00 1,130.15 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 22:00 1,130.25 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/28 23:00 1,130.09 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 00:00 1,129.71 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 01:00 1,129.55 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 02:00 1,130.69 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 03:00 1,131.70 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 04:00 1,132.29 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 05:00 1,132.32 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 06:00 1,131.61 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 07:00 1,131.03 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 08:00 1,130.76 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 09:00 1,131.32 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 10:00 1,131.63 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 11:00 1,131.01 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 12:00 1,130.47 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 13:00 1,129.50 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 14:00 1,129.58 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 15:00 1,129.55 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/29 16:00 1,129.25 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 17:00 1,129.72 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 18:00 1,130.08 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 19:00 1,130.38 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 20:00 1,129.48 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 21:00 1,129.00 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 22:00 1,129.51 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/29 23:00 1,129.96 1,185.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/30 00:00 1,130.70 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 01:00 1,130.91 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 02:00 1,131.48 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 03:00 1,134.58 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 04:00 1,133.58 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 05:00 1,133.05 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/30 06:00 1,132.72 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 07:00 1,132.06 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 08:00 1,132.22 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/30 09:00 1,132.44 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 10:00 1,132.60 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 11:00 1,132.12 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 12:00 1,131.39 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 13:00 1,131.50 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 14:00 1,131.59 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/30 15:00 1,131.51 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 16:00 1,131.36 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 17:00 1,130.94 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 18:00 1,130.16 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 19:00 1,130.09 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 20:00 1,130.52 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 21:00 1,130.52 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/30 22:00 1,130.56 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/30 23:00 1,130.97 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 00:00 1,131.58 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 01:00 1,131.73 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 02:00 1,131.67 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/31 03:00 1,131.70 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 04:00 1,132.03 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 05:00 1,132.67 1,188.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 07/31 06:00 1,133.01 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 07:00 1,133.48 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/31 08:00 1,132.99 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/31 09:00 1,132.22 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 10:00 1,132.10 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 11:00 1,132.08 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 12:00 1,131.84 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 13:00 1,131.40 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/31 14:00 1,130.65 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 15:00 1,130.15 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 16:00 1,129.61 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 17:00 1,129.47 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 18:00 1,129.57 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 07/31 19:00 1,130.67 1,187.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/31 20:00 1,131.41 1,187.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/31 21:00 1,131.60 1,187.00 99.5 U2 Operating at full power on the grid.
Unit 2 07/31 22:00 1,131.13 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 07/31 23:00 1,130.85 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 Total July 843,257.17 884,326.00 Average hourly generation:   ISO Meter = 1,133.41 Mw  PIMS = 1,188.61 Mw
Unit 2 08/01 00:00 1,130.68 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 01:00 1,131.08 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 02:00 1,131.49 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 03:00 1,131.89 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 04:00 1,132.00 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 05:00 1,132.48 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 06:00 1,133.29 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 07:00 1,133.97 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 08:00 1,134.19 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 09:00 1,134.64 1,190.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 10:00 1,134.54 1,190.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/01 11:00 1,134.26 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 12:00 1,132.63 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 13:00 1,131.91 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 14:00 1,131.73 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 15:00 1,131.66 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 16:00 1,131.03 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 17:00 1,130.69 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 18:00 1,131.37 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 19:00 1,132.46 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 20:00 1,133.77 1,189.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/01 21:00 1,131.59 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 22:00 1,129.94 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/01 23:00 1,129.59 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 08/02 00:00 1,129.76 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 08/02 01:00 1,129.84 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 08/02 02:00 1,128.99 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 03:00 1,129.46 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 08/02 04:00 1,129.85 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 05:00 1,130.54 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 06:00 1,131.41 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 07:00 1,131.41 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 08:00 1,131.52 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 09:00 1,132.79 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 10:00 1,133.11 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 11:00 1,133.24 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 12:00 1,133.03 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 13:00 1,133.01 1,188.00 99.2 U2 Operating at full power on the grid.
Unit 2 08/02 14:00 1,132.80 1,188.00 99.2 U2 Operating at full power on the grid.
Unit 2 08/02 15:00 1,132.55 1,188.00 99.2 U2 Operating at full power on the grid.
Unit 2 08/02 16:00 1,131.77 1,188.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/02 17:00 1,131.26 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 18:00 1,130.72 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 19:00 1,131.06 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/02 20:00 1,132.01 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 21:00 1,132.12 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 22:00 1,131.69 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/02 23:00 1,132.01 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 00:00 1,132.50 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 01:00 1,131.93 1,188.00 99.2 U2 Operating at full power on the grid.
Unit 2 08/03 02:00 1,131.79 1,187.00 99.2 U2 Operating at full power on the grid.
Unit 2 08/03 03:00 1,132.03 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 04:00 1,132.16 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 05:00 1,132.10 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 06:00 1,131.34 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 07:00 1,132.23 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 08:00 1,132.49 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 09:00 1,132.91 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 10:00 1,132.99 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 11:00 1,132.60 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 12:00 1,132.80 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 13:00 1,132.29 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 14:00 1,131.97 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 15:00 1,131.14 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 16:00 1,130.41 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 17:00 1,130.30 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 18:00 1,130.38 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 19:00 1,130.71 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/03 20:00 1,130.80 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 21:00 1,130.47 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/03 22:00 1,130.33 1,187.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/03 23:00 1,130.50 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 00:00 1,130.69 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 01:00 1,131.19 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 02:00 1,130.88 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 03:00 1,130.41 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 04:00 1,130.49 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 05:00 1,130.30 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 06:00 1,129.86 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 07:00 1,129.39 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 08:00 1,130.06 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 09:00 1,131.02 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 10:00 1,131.71 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 11:00 1,131.90 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 12:00 1,131.47 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 13:00 1,131.28 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 14:00 1,131.51 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 15:00 1,131.21 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 16:00 1,130.48 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 17:00 1,130.24 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 18:00 1,129.83 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 19:00 1,129.64 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 20:00 1,129.92 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 21:00 1,129.42 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/04 22:00 1,129.04 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/04 23:00 1,129.77 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 00:00 1,130.21 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 01:00 1,130.39 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 02:00 1,130.71 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 03:00 1,130.70 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 04:00 1,131.36 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/05 05:00 1,131.61 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 06:00 1,131.76 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 07:00 1,132.01 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 08:00 1,132.02 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 09:00 1,132.26 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 10:00 1,132.34 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 11:00 1,132.35 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 12:00 1,131.56 1,188.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 13:00 1,131.06 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 14:00 1,130.08 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 15:00 1,129.63 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 16:00 1,129.41 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 17:00 1,128.59 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 18:00 1,128.33 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 19:00 1,128.09 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 20:00 1,128.19 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 21:00 1,128.54 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/05 22:00 1,128.64 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/05 23:00 1,128.40 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 00:00 1,129.27 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 01:00 1,129.80 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 02:00 1,130.41 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/06 03:00 1,132.65 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/06 04:00 1,131.26 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/06 05:00 1,129.33 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/06 06:00 1,129.58 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 07:00 1,129.29 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 08:00 1,129.43 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 09:00 1,129.72 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 10:00 1,129.91 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/06 11:00 1,128.98 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 12:00 1,128.58 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 13:00 1,128.77 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 14:00 1,128.49 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 15:00 1,128.59 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 16:00 1,128.69 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 17:00 1,128.86 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 18:00 1,127.99 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 19:00 1,126.72 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/06 20:00 1,126.48 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 21:00 1,126.36 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 22:00 1,126.60 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/06 23:00 1,126.90 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 00:00 1,127.71 1,182.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 01:00 1,128.13 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 02:00 1,128.25 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 03:00 1,128.00 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 04:00 1,128.46 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 05:00 1,129.16 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 06:00 1,129.11 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 07:00 1,128.34 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 08:00 1,128.44 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 09:00 1,128.78 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 10:00 1,129.52 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 11:00 1,129.70 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 12:00 1,129.98 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 13:00 1,129.61 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 14:00 1,129.56 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 15:00 1,129.20 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 16:00 1,126.37 1,182.00 100.0 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/07 17:00 1,125.58 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 18:00 1,125.38 1,181.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/07 19:00 1,125.58 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 20:00 1,126.01 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 21:00 1,127.36 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 22:00 1,128.10 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/07 23:00 1,128.10 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 00:00 1,128.59 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 01:00 1,128.68 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 02:00 1,128.59 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 03:00 1,128.54 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 04:00 1,128.81 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 05:00 1,129.56 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 06:00 1,130.15 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 07:00 1,129.69 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 08:00 1,129.10 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 09:00 1,129.57 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 10:00 1,130.08 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 11:00 1,130.20 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 12:00 1,130.67 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 13:00 1,131.29 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 14:00 1,131.60 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 15:00 1,129.57 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 16:00 1,127.94 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 17:00 1,127.33 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 18:00 1,126.88 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 19:00 1,126.95 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 20:00 1,127.99 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 21:00 1,128.65 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/08 22:00 1,128.59 1,184.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/08 23:00 1,127.54 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 00:00 1,128.75 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 01:00 1,129.87 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 02:00 1,129.04 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 03:00 1,127.08 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 04:00 1,126.39 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 05:00 1,127.44 1,182.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 06:00 1,127.92 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 07:00 1,129.46 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 08:00 1,129.95 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 09:00 1,130.19 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 10:00 1,130.95 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 11:00 1,131.27 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 12:00 1,129.67 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 13:00 1,129.40 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 14:00 1,129.92 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 15:00 1,129.66 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 16:00 1,129.19 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 17:00 1,127.95 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 18:00 1,127.10 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/09 19:00 1,126.70 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 20:00 1,128.06 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 21:00 1,128.86 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 22:00 1,129.64 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/09 23:00 1,127.69 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 00:00 1,128.02 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 01:00 1,129.05 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 02:00 1,130.00 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 03:00 1,129.09 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 04:00 1,128.00 1,185.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/10 05:00 1,128.88 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 06:00 1,129.30 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 07:00 1,129.61 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 08:00 1,129.19 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 09:00 1,128.78 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 10:00 1,129.00 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 11:00 1,129.20 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 12:00 1,129.48 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 13:00 1,128.59 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 14:00 1,127.45 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 15:00 1,127.63 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 16:00 1,127.33 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/10 17:00 1,126.99 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 18:00 1,127.32 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 19:00 1,126.99 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 20:00 1,127.59 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 21:00 1,129.00 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 22:00 1,128.51 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/10 23:00 1,128.69 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 00:00 1,128.83 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 01:00 1,127.95 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 02:00 1,128.33 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 03:00 1,129.91 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 04:00 1,129.94 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 05:00 1,130.30 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 06:00 1,130.35 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 07:00 1,130.25 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 08:00 1,130.84 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 09:00 1,130.89 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 10:00 1,130.34 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/11 11:00 1,130.11 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 12:00 1,129.14 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/11 13:00 1,128.11 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 14:00 1,127.71 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 15:00 1,127.69 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 16:00 1,127.80 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 17:00 1,128.35 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 18:00 1,128.69 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 19:00 1,128.42 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 20:00 1,128.51 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/11 21:00 1,129.21 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/11 22:00 1,128.32 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/11 23:00 1,128.00 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 00:00 1,128.37 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 01:00 1,128.44 1,184.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/12 02:00 1,128.37 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 03:00 1,128.43 1,183.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/12 04:00 1,128.65 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 05:00 1,129.40 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 06:00 1,130.40 1,185.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/12 07:00 1,131.22 1,186.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/12 08:00 1,130.63 1,187.00 100.0 U2 Operating at full power on the grid.
Unit 2 08/12 09:00 1,130.77 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 10:00 1,130.52 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 11:00 1,129.20 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 12:00 1,128.84 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 13:00 1,128.97 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 14:00 1,128.13 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 15:00 1,128.09 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 16:00 1,127.99 1,184.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/12 17:00 1,127.32 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 18:00 1,126.92 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 19:00 1,127.66 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 20:00 1,128.09 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 21:00 1,127.53 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 22:00 1,127.68 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/12 23:00 1,127.89 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 00:00 1,128.22 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 01:00 1,128.28 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 02:00 1,127.52 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 03:00 1,128.33 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 04:00 1,129.44 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 05:00 1,130.10 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 06:00 1,130.47 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 07:00 1,130.64 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 08:00 1,129.55 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 09:00 1,128.83 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 10:00 1,128.40 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 11:00 1,127.73 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 12:00 1,127.25 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 13:00 1,126.94 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 14:00 1,125.99 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 15:00 1,125.61 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 16:00 1,125.54 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 17:00 1,126.13 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 18:00 1,126.62 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 19:00 1,126.49 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 20:00 1,126.69 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 21:00 1,126.49 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/13 22:00 1,126.24 1,182.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/13 23:00 1,127.11 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 00:00 1,127.29 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 01:00 1,127.62 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 02:00 1,129.21 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 03:00 1,129.92 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 04:00 1,129.29 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 05:00 1,128.21 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 06:00 1,128.46 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 07:00 1,129.30 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 08:00 1,129.02 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 09:00 1,128.80 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 10:00 1,128.26 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 11:00 1,127.71 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 12:00 1,127.64 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 13:00 1,127.29 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 14:00 1,127.12 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 15:00 1,127.20 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 16:00 1,126.99 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 17:00 1,127.11 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 18:00 1,126.69 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 19:00 1,126.92 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 20:00 1,127.35 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 21:00 1,127.79 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 22:00 1,127.57 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/14 23:00 1,127.44 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 00:00 1,127.71 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 01:00 1,128.09 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 02:00 1,127.41 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 03:00 1,127.80 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 04:00 1,128.46 1,183.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/15 05:00 1,128.45 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 06:00 1,128.64 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 07:00 1,129.44 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 08:00 1,129.41 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 09:00 1,129.86 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 10:00 1,130.43 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 11:00 1,130.47 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 08/15 12:00 1,129.93 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 13:00 1,129.96 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 14:00 1,129.34 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 15:00 1,128.93 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 16:00 1,128.86 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 17:00 1,129.09 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 18:00 1,128.56 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 19:00 1,128.43 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 20:00 1,129.60 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 21:00 1,129.95 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 22:00 1,129.54 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/15 23:00 1,129.61 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 00:00 1,128.76 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 01:00 1,128.16 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 02:00 1,128.55 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 03:00 1,128.85 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 04:00 1,128.61 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 05:00 1,128.00 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 06:00 1,128.98 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 07:00 1,130.01 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 08:00 1,130.55 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 09:00 1,130.39 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 10:00 1,129.94 1,186.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/16 11:00 1,128.18 1,184.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 12:00 1,127.66 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 13:00 1,127.24 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 14:00 1,126.69 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 15:00 1,126.38 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 16:00 1,126.41 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 17:00 1,126.01 1,181.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 18:00 1,126.84 1,182.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 19:00 1,127.80 1,180.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 20:00 1,127.90 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 21:00 1,128.47 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 22:00 1,129.19 1,183.00 99.9 U2 Operating at full power on the grid.
Unit 2 08/16 23:00 1,129.41 1,183.00 99.9 23:56 Unit 2 Auto Reactor Trip due to Main Bank Transformer Phase C failure and fire.  AR A0738064
Unit 2 08/17 00:00 112.47 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/17 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/17 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/18 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/18 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/19 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/20 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/20 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/21 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/21 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/22 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/22 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/23 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/23 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/24 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/25 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/25 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/26 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/26 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/27 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/27 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/28 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/28 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/29 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/30 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/30 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 08/31 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 08/31 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 Total August 433,799.17 454,898.00
Unit 2 09/01 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/01 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/01 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/02 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/02 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 01:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 02:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 03:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 04:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 05:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 06:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 07:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 08:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 09:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 10:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 11:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 12:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 13:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 14:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 15:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 16:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 17:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 18:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 19:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 20:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 21:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 22:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/03 23:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 00:00 0.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 01:00 -0.25 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 02:00 -0.46 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 03:00 -0.37 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/04 04:00 -0.64 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 05:00 -0.58 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 06:00 -0.47 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 07:00 -0.79 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 08:00 -0.71 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 09:00 -25.88 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 10:00 -51.20 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 11:00 -51.31 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 12:00 -51.61 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 13:00 -50.55 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 14:00 -50.30 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 15:00 -49.75 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 16:00 -49.77 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 17:00 -49.84 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 18:00 -49.96 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 19:00 -50.18 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 20:00 -50.04 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 21:00 -49.20 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 22:00 -49.30 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/04 23:00 -49.30 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 00:00 -49.11 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 01:00 -49.08 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 02:00 -49.00 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 03:00 -48.46 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 04:00 -47.98 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 05:00 -47.93 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 06:00 -47.28 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 07:00 -46.94 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 08:00 -46.90 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 09:00 -46.56 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/05 10:00 -45.98 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 11:00 -45.90 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 12:00 -45.60 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 13:00 -45.71 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 14:00 -45.79 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 15:00 -45.50 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 16:00 -45.38 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 17:00 -45.69 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 18:00 -45.60 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 19:00 -45.51 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 20:00 -45.79 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 21:00 -45.64 0.00 0.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 22:00 -13.32 0.00 2.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/05 23:00 -0.08 0.00 2.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/06 00:00 0.00 0.00 2.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/06 01:00 0.00 0.00 2.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/06 02:00 0.00 0.00 5.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/06 03:00 0.00 0.00 8.0 Unit 2 2T15 Forced Outage due to failure of Main Bank Transformer Phase C
Unit 2 09/06 04:00 62.13 0.00 15.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 05:00 141.90 120.00 20.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 06:00 172.03 183.00 22.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 07:00 182.61 231.00 27.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 08:00 183.56 232.00 27.4 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 09:00 181.22 231.00 26.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 10:00 179.25 227.00 26.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 11:00 178.94 226.00 26.4 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 12:00 178.28 225.00 25.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 13:00 178.04 226.00 26.1 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 14:00 217.46 240.00 27.2 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 15:00 286.78 313.00 33.9 Unit 2 2T15 Forced Outage Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/06 16:00 337.94 374.00 38.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 17:00 369.79 412.00 40.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 18:00 405.78 433.00 41.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 19:00 426.90 479.00 43.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 20:00 460.50 479.00 44.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 21:00 657.22 601.00 52.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 22:00 784.23 824.00 70.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/06 23:00 838.65 870.00 73.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 00:00 852.09 908.00 77.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 01:00 859.72 919.00 78.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 02:00 857.11 919.00 77.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 03:00 856.53 912.00 78.2 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 04:00 860.22 920.00 78.3 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 05:00 860.65 915.00 78.3 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 06:00 861.60 919.00 78.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 07:00 860.79 917.00 78.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 08:00 859.69 917.00 78.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 09:00 871.79 917.00 78.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 10:00 970.61 990.00 83.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 11:00 1,046.23 1,096.00 92.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 12:00 1,071.94 1,123.00 94.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 13:00 1,087.95 1,150.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 14:00 1,082.92 1,145.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 15:00 1,083.09 1,143.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 16:00 1,082.65 1,144.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 17:00 1,083.08 1,143.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 18:00 1,082.90 1,144.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 19:00 1,081.39 1,142.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 20:00 1,089.04 1,146.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 21:00 1,090.60 1,154.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/07 22:00 1,086.05 1,147.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/07 23:00 1,085.32 1,147.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 00:00 1,088.10 1,148.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 01:00 1,089.11 1,150.00 96.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 02:00 1,088.75 1,150.00 96.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 03:00 1,087.33 1,149.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 04:00 1,087.01 1,148.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 05:00 1,085.94 1,149.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 06:00 1,080.34 1,141.00 96.4 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 07:00 1,083.31 1,140.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 08:00 1,084.22 1,140.00 96.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 09:00 1,085.39 1,142.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 10:00 1,084.76 1,141.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 11:00 1,085.45 1,141.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 12:00 1,086.34 1,141.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 13:00 1,086.62 1,143.00 96.7 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 14:00 1,086.06 1,141.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 15:00 1,091.10 1,140.00 96.6 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 16:00 1,115.98 1,172.00 99.5 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 17:00 1,117.81 1,177.00 100.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 18:00 1,116.33 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 19:00 1,116.03 1,177.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 20:00 1,114.73 1,177.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 21:00 1,115.51 1,177.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 22:00 1,117.19 1,178.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/08 23:00 1,117.58 1,179.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 00:00 1,117.96 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 01:00 1,118.20 1,179.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 02:00 1,117.06 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 03:00 1,117.10 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/09 04:00 1,118.14 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 05:00 1,117.75 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 06:00 1,118.55 1,180.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 07:00 1,118.15 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 08:00 1,117.21 1,180.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 09:00 1,117.68 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 10:00 1,118.28 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 11:00 1,117.62 1,179.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 12:00 1,118.42 1,179.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 13:00 1,120.05 1,181.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 14:00 1,119.38 1,181.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 15:00 1,117.90 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 16:00 1,116.35 1,177.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 17:00 1,115.58 1,177.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 18:00 1,115.86 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 19:00 1,115.86 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 20:00 1,116.48 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 21:00 1,117.76 1,179.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 22:00 1,116.79 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/09 23:00 1,117.64 1,178.00 99.8 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 00:00 1,118.39 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 01:00 1,118.43 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 02:00 1,118.66 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 03:00 1,119.21 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 04:00 1,119.04 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 05:00 1,118.66 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 06:00 1,119.87 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 07:00 1,118.79 1,180.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 08:00 1,117.59 1,179.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 09:00 1,119.18 1,178.00 100.0 Unit 2 2T15 Forced Outage Power Ascension
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/10 10:00 1,121.02 1,183.00 100.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 11:00 1,120.86 1,183.00 99.9 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 12:00 1,121.62 1,183.00 100.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 13:00 1,121.31 1,183.00 100.0 Unit 2 2T15 Forced Outage Power Ascension
Unit 2 09/10 14:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 15:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 16:00 1,120.72 1,181.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 17:00 1,120.72 1,179.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 18:00 1,120.72 1,182.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 19:00 1,120.72 1,181.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 20:00 1,120.72 1,181.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 21:00 1,120.72 1,180.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 22:00 1,120.72 1,181.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/10 23:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 00:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 01:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 02:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 03:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 04:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 05:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 06:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 07:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 08:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 09:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 10:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 11:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 12:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 13:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 14:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 15:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/11 16:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 17:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 18:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 19:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 20:00 1,120.72 1,183.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 21:00 1,120.72 1,184.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 22:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/11 23:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 00:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 01:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 02:00 1,120.72 1,185.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 03:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 04:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 05:00 1,120.72 1,183.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 06:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 07:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 08:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 09:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 10:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 11:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 12:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 13:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 14:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 15:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 16:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 17:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 18:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 19:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 20:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 21:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/12 22:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/12 23:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 00:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 01:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 02:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 03:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 04:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 05:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 06:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 07:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 08:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 09:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 10:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 11:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 12:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 13:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 14:00 1,120.72 1,182.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 15:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 16:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 17:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 18:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 19:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 20:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 21:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 22:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/13 23:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 00:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 01:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 02:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 03:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.

Unit-2 Gen 206 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/14 04:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 05:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 06:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 07:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 08:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 09:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 10:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 11:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 12:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 13:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 14:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 15:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 16:00 1,120.72 1,180.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 17:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 18:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 19:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 20:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 21:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 22:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/14 23:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 00:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 01:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 02:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 03:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 04:00 1,120.72 1,181.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 05:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 06:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 07:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 08:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 09:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/15 10:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 11:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 12:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 13:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 14:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 15:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 16:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 17:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 18:00 1,120.72 1,182.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 19:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 20:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 21:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 22:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/15 23:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 00:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 01:00 1,120.72 1,184.00 99.7 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 02:00 1,120.72 1,184.00 99.7 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 03:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 04:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 05:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 06:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 07:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 08:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 09:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 10:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 11:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 12:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 13:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 14:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 15:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/16 16:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 17:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 18:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 19:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 20:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 21:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 22:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/16 23:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 00:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 01:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 02:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 03:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 04:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 05:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 06:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 07:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 08:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 09:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 10:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 11:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 12:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 13:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 14:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 15:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 16:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 17:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 18:00 1,120.72 1,183.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 19:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 20:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 21:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/17 22:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/17 23:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 00:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 01:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 02:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 03:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 04:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 05:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 06:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 07:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 08:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 09:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 10:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 11:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 12:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 13:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 14:00 1,120.72 1,187.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 15:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 16:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 17:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 18:00 1,120.72 1,184.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 19:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 20:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 21:00 1,120.72 1,186.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 22:00 1,120.72 1,188.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/18 23:00 1,120.72 1,188.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 00:00 1,120.72 1,188.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 01:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 02:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 03:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/19 04:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 05:00 1,120.72 1,185.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 06:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 07:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 08:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 09:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 10:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 11:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 12:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 14:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 15:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 16:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 17:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 18:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 19:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 20:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 21:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 22:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/19 23:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 00:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 01:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 02:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 03:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 04:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 05:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 06:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 07:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 08:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/20 10:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 11:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 14:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 15:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 16:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 17:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 18:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 19:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 20:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 21:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 22:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/20 23:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 00:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 01:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 02:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 03:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 04:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 05:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 06:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 07:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 10:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 11:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 12:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/21 16:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 17:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 18:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 19:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 20:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 21:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 22:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/21 23:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 00:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 03:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 06:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 07:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 09:00 1,120.72 1,189.00 100.4 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 10:00 1,120.72 1,189.00 100.4 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 11:00 1,120.72 1,188.00 100.4 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 12:00 1,120.72 1,190.00 100.4 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 13:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 14:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 17:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 18:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 19:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 20:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/22 22:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/22 23:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 01:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 02:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 03:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 04:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 05:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 06:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 07:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 10:00 1,120.72 1,190.00 100.7 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 11:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 12:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 13:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 14:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 15:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 18:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 19:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 20:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 21:00 1,120.72 1,188.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 22:00 1,120.72 1,187.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/23 23:00 1,120.72 1,187.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 00:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 03:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/24 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 05:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 06:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 07:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 10:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 11:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 12:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 13:00 1,120.72 1,188.00 100.7 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 14:00 1,120.72 1,188.00 100.7 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 15:00 1,120.72 1,188.00 100.6 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 16:00 1,120.72 1,186.00 100.6 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 17:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 18:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 19:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 20:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 21:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 22:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/24 23:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 00:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 01:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 02:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 03:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 04:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 06:00 1,120.72 1,190.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 07:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/25 10:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 11:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 12:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 14:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 15:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 18:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 19:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/25 23:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 00:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 03:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 06:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 07:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 11:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 12:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/26 16:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 17:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 18:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 19:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 20:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 22:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/26 23:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 03:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 05:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 06:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 07:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 11:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 13:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 16:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 17:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 18:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 19:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 21:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/27 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/27 23:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 03:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 04:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 05:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 06:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 07:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 11:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 12:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 13:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 14:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 15:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 16:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 17:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 18:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 19:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 20:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/28 23:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 01:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 02:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 03:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/29 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 06:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 07:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 09:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 11:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 12:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 16:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 17:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 18:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 19:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/29 23:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 00:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 01:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 02:00 1,120.72 1,191.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 03:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 06:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 07:00 1,120.72 1,191.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 09:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 09/30 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 11:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 13:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 18:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 19:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 20:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 21:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 22:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 09/30 23:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 Total September 646,232.17 685,850.00 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 01:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 02:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 03:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 04:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 05:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 06:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 07:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 10:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 11:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 13:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.

Unit-2 Gen 220 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/01 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 18:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 19:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/01 23:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 00:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 01:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 02:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 03:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 04:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 05:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 06:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 07:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 08:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 10:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 11:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 14:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 16:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 18:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 19:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/02 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 22:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/02 23:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 00:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 01:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 02:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 03:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 04:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 05:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 06:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 07:00 1,120.72 1,192.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 08:00 1,120.72 1,193.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 09:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 10:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 11:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 12:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 13:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 14:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 15:00 1,120.72 1,193.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 16:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 17:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 18:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 19:00 1,120.72 1,192.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 21:00 1,120.72 1,189.00 100.0 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 22:00 1,120.72 1,189.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/03 23:00 1,120.72 1,189.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 01:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 02:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/04 03:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 04:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 05:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 06:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 07:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 08:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 09:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 10:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 11:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 12:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 13:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 14:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 15:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 16:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 17:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 18:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 19:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 20:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 21:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 22:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/04 23:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 01:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 02:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 03:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 04:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 05:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 06:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 07:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 08:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.

Unit-2 Gen 223 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/05 09:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 10:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 11:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 12:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 13:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 14:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 15:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 16:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 17:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 18:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 19:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 20:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 21:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 22:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/05 23:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 00:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 01:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 02:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 03:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 04:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 05:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 06:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 07:00 1,120.72 1,193.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 08:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 09:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 10:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 11:00 1,120.72 1,192.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 12:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 13:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 14:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/06 15:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 16:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 17:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 18:00 1,120.72 1,191.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 19:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 20:00 1,120.72 1,190.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 21:00 1,120.72 1,188.00 99.8 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 22:00 1,120.72 1,186.00 99.6 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/06 23:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 00:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 01:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 02:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 03:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 04:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 05:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 06:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 07:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 08:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 09:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 10:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 11:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 12:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 13:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 14:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 15:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 16:00 1,120.72 1,183.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 17:00 1,120.72 1,185.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 18:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 19:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 20:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/07 21:00 1,120.72 1,184.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 22:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/07 23:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 00:00 1,120.72 1,186.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 01:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 02:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 03:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 04:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 05:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 06:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 07:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 08:00 1,120.72 1,189.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 09:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 10:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 11:00 1,120.72 1,188.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 12:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 13:00 1,120.72 1,187.00 99.9 Unit 2 ISO Meter problem.  Inaccurate Data.
Unit 2 10/08 14:00 1,123.11 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 15:00 1,123.65 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 16:00 1,123.09 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 17:00 1,122.90 1,185.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 18:00 1,123.23 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 19:00 1,123.39 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 20:00 1,122.99 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 21:00 1,123.40 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 22:00 1,123.87 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/08 23:00 1,123.99 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 00:00 1,124.93 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 01:00 1,125.14 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 02:00 1,124.87 1,188.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/09 03:00 1,125.41 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 04:00 1,125.96 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 05:00 1,126.45 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 06:00 1,126.76 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 07:00 1,126.54 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 08:00 1,126.30 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 09:00 1,126.05 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 10:00 1,125.60 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 11:00 1,125.58 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 12:00 1,125.76 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 13:00 1,125.57 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 14:00 1,125.91 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 15:00 1,125.91 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 16:00 1,125.91 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 17:00 1,125.99 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 18:00 1,125.60 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 19:00 1,125.77 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 20:00 1,126.05 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 21:00 1,126.44 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 22:00 1,126.65 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/09 23:00 1,126.71 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 00:00 1,127.01 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 01:00 1,127.48 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 02:00 1,127.83 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 03:00 1,127.19 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 04:00 1,127.47 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 05:00 1,128.10 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 06:00 1,128.55 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 07:00 1,128.46 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 08:00 1,128.10 1,191.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/10 09:00 1,128.48 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 10:00 1,127.87 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 11:00 1,126.47 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 12:00 1,126.32 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 13:00 1,126.02 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 14:00 1,126.35 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 15:00 1,126.71 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 16:00 1,126.49 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 17:00 1,127.20 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 18:00 1,127.20 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 19:00 1,126.60 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 20:00 1,126.71 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 21:00 1,126.65 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 22:00 1,127.13 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/10 23:00 1,127.47 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 00:00 1,127.45 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 01:00 1,127.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 02:00 1,127.93 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 03:00 1,128.05 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 04:00 1,128.21 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 05:00 1,128.41 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 06:00 1,128.19 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 07:00 1,128.01 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 08:00 1,128.14 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 09:00 1,128.04 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 10:00 1,127.66 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 11:00 1,127.64 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 12:00 1,127.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 13:00 1,127.50 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 14:00 1,127.60 1,191.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/11 15:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 16:00 1,127.32 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 17:00 1,127.25 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 18:00 1,127.59 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 19:00 1,127.39 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/11 20:00 1,127.72 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 21:00 1,127.88 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 22:00 1,127.75 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/11 23:00 1,127.21 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 00:00 1,127.00 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 01:00 1,126.95 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 02:00 1,127.05 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/12 03:00 1,127.27 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 04:00 1,127.20 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 05:00 1,127.56 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 06:00 1,128.26 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/12 07:00 1,128.40 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 08:00 1,128.52 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 09:00 1,128.83 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 10:00 1,128.72 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 11:00 1,128.29 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 12:00 1,127.80 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 13:00 1,127.91 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 14:00 1,127.40 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 15:00 1,126.84 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 16:00 1,126.50 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 17:00 1,126.60 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 18:00 1,127.55 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/12 19:00 1,127.52 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 20:00 1,127.61 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/12 21:00 1,127.75 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 22:00 1,127.83 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/12 23:00 1,127.89 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 00:00 1,128.20 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 01:00 1,128.43 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 02:00 1,128.00 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 03:00 1,128.20 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 04:00 1,128.11 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 05:00 1,128.05 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 06:00 1,128.65 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 07:00 1,128.65 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 08:00 1,128.54 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 09:00 1,128.56 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 10:00 1,127.97 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 11:00 1,127.20 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 12:00 1,127.38 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 13:00 1,127.10 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 14:00 1,126.49 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 15:00 1,126.35 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 16:00 1,125.99 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 17:00 1,126.55 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 18:00 1,127.38 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 19:00 1,127.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 20:00 1,127.78 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 21:00 1,128.10 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 22:00 1,127.82 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/13 23:00 1,127.31 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 00:00 1,127.31 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 01:00 1,127.12 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 02:00 1,126.99 1,189.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/14 03:00 1,127.00 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 04:00 1,127.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 05:00 1,127.84 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 06:00 1,127.84 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 07:00 1,127.84 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 08:00 1,127.84 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 09:00 1,127.97 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 10:00 1,127.75 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 11:00 1,127.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 12:00 1,127.12 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 13:00 1,126.78 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 14:00 1,126.07 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 15:00 1,125.93 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 16:00 1,125.54 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 17:00 1,126.32 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 18:00 1,126.59 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 19:00 1,126.50 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 20:00 1,127.00 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 21:00 1,127.01 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 22:00 1,127.22 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/14 23:00 1,126.37 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 00:00 1,125.80 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 01:00 1,125.86 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 02:00 1,126.22 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 03:00 1,126.54 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 04:00 1,125.70 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 05:00 1,125.71 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 06:00 1,126.38 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 07:00 1,126.45 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 08:00 1,126.80 1,189.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/15 09:00 1,127.29 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 10:00 1,127.59 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 11:00 1,127.29 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 12:00 1,127.16 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 13:00 1,126.93 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 14:00 1,126.23 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 15:00 1,125.71 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 16:00 1,124.86 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 17:00 1,124.55 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 18:00 1,125.60 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 19:00 1,126.09 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 20:00 1,126.09 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 21:00 1,126.73 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 22:00 1,126.69 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/15 23:00 1,127.85 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 00:00 1,129.13 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 01:00 1,126.97 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 02:00 1,126.83 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 03:00 1,126.81 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 04:00 1,126.65 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 05:00 1,125.73 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 06:00 1,125.56 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 07:00 1,125.75 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 08:00 1,126.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 09:00 1,127.12 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 10:00 1,126.90 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 11:00 1,126.19 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 12:00 1,126.51 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 13:00 1,126.23 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 14:00 1,125.49 1,187.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/16 15:00 1,124.84 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 16:00 1,124.29 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 17:00 1,124.78 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 18:00 1,125.80 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 19:00 1,126.07 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 20:00 1,126.36 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 21:00 1,127.05 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 22:00 1,126.82 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/16 23:00 1,125.90 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 00:00 1,126.16 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 01:00 1,125.91 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 02:00 1,125.30 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 03:00 1,125.49 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 04:00 1,126.10 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 05:00 1,126.15 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 06:00 1,126.39 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 07:00 1,126.73 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 08:00 1,126.24 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 09:00 1,126.88 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 10:00 1,127.56 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 11:00 1,126.76 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 12:00 1,126.57 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 13:00 1,126.44 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 14:00 1,125.80 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 15:00 1,125.15 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 16:00 1,124.99 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 17:00 1,125.06 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 18:00 1,125.33 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 19:00 1,125.01 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 20:00 1,125.52 1,188.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/17 21:00 1,126.47 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 22:00 1,125.27 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/17 23:00 1,124.29 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 00:00 1,124.77 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 01:00 1,125.29 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 02:00 1,125.75 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 03:00 1,125.86 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 04:00 1,124.63 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 05:00 1,124.35 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 06:00 1,124.84 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 07:00 1,125.16 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 08:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 09:00 1,126.56 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 10:00 1,127.26 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 11:00 1,126.75 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 12:00 1,127.00 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 13:00 1,126.85 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 14:00 1,125.60 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 15:00 1,125.60 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/18 16:00 1,125.88 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 17:00 1,125.22 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 18:00 1,125.51 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 19:00 1,125.40 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 20:00 1,125.16 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 21:00 1,126.10 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 22:00 1,127.01 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/18 23:00 1,127.01 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 00:00 1,127.10 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 01:00 1,127.48 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 02:00 1,126.44 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/19 03:00 1,126.26 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 04:00 1,126.51 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 05:00 1,126.49 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 06:00 1,126.53 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 07:00 1,126.89 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 08:00 1,126.90 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 09:00 1,126.90 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 10:00 1,127.20 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 11:00 1,126.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 12:00 1,126.68 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 13:00 1,126.41 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 14:00 1,126.13 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 15:00 1,126.54 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 16:00 1,125.85 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 17:00 1,125.31 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 18:00 1,125.57 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 19:00 1,125.82 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 20:00 1,125.65 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 21:00 1,126.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 22:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/19 23:00 1,127.24 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 00:00 1,127.52 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 01:00 1,127.84 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 02:00 1,127.88 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 03:00 1,128.17 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 04:00 1,128.00 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 05:00 1,127.54 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 06:00 1,127.88 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 07:00 1,127.59 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 08:00 1,127.15 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/20 09:00 1,127.21 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 10:00 1,127.12 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 11:00 1,127.29 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 12:00 1,127.28 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 13:00 1,127.02 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 14:00 1,127.10 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 15:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/20 16:00 1,127.21 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 17:00 1,126.90 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 18:00 1,126.90 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 19:00 1,126.77 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 20:00 1,126.35 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 21:00 1,126.31 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 22:00 1,126.80 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/20 23:00 1,126.49 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/21 00:00 1,126.90 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/21 01:00 1,126.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 02:00 1,126.70 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/21 03:00 1,127.18 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 04:00 1,127.64 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 05:00 1,127.81 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 06:00 1,127.64 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 10/21 07:00 1,127.41 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 08:00 1,127.38 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 09:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 10:00 1,127.25 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 11:00 1,126.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 12:00 1,126.05 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 13:00 1,126.30 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 14:00 1,126.19 1,189.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/21 15:00 1,126.21 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 16:00 1,126.28 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 17:00 1,126.32 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 18:00 1,126.60 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 19:00 1,126.13 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 10/21 20:00 1,058.47 1,189.00 99.8 20:42 U2 Started forced ramp-down due to high fouling rate at Intake
Unit 2 10/21 21:00 3.06 0.00 0.0 20:52 U2 Manual Reactor Trip due to Intake fouling.
Unit 2 10/21 22:00 0.00 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/21 23:00 0.00 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 00:00 0.00 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 01:00 -0.28 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 02:00 -0.68 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 03:00 -0.71 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 04:00 -1.55 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 05:00 -25.38 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 06:00 -26.96 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 07:00 -26.97 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 08:00 -26.88 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 09:00 -27.01 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 10:00 -26.96 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 11:00 -26.99 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 12:00 -26.97 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 13:00 -26.24 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 14:00 -24.61 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 15:00 -26.54 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 16:00 -27.10 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 17:00 -27.09 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 18:00 -27.16 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 19:00 -27.21 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 20:00 -27.20 0.00 0.0 U2 Forced Outage due to fouling of Intake.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/22 21:00 -27.20 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 22:00 -27.15 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/22 23:00 -27.66 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 00:00 -36.06 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 01:00 -36.25 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 02:00 -36.32 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 03:00 -36.46 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 04:00 -36.29 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 05:00 -36.25 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 06:00 -36.21 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 07:00 -36.21 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 08:00 -36.18 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 09:00 -36.38 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 10:00 -36.55 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 11:00 -36.57 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 12:00 -40.26 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 13:00 -45.39 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 14:00 -45.16 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 15:00 -45.44 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 16:00 -45.60 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 17:00 -45.50 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 18:00 -45.60 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 19:00 -45.60 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 20:00 -45.53 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 21:00 -45.44 0.00 0.0 U2 Forced Outage due to fouling of Intake.
Unit 2 10/23 22:00 -45.49 0.00 0.0 22:35 U2 Entered Mode 2 from Mode 3
Unit 2 10/23 23:00 -45.51 0.00 0.0 23:09 U2 RX Critical.
Unit 2 10/24 00:00 -45.59 0.00 0.0 U2 Reactor power-up.
Unit 2 10/24 01:00 -45.80 0.00 2.7 U2 Reactor power-up.
Unit 2 10/24 02:00 -26.56 0.00 2.8 U2 Reactor power-up.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/24 03:00 0.00 0.00 2.5 U2 Reactor power-up.
Unit 2 10/24 04:00 0.00 0.00 2.7 U2 Reactor power-up.
Unit 2 10/24 05:00 0.00 0.00 2.6 05:35 U2 Entered Mode 1 from Mode 2
Unit 2 10/24 06:00 0.00 0.00 7.8 U2 Reactor power-up.
Unit 2 10/24 07:00 0.00 0.00 14.8 U2 Reactor power-up.
Unit 2 10/24 08:00 0.00 0.00 14.8 U2 Reactor power-up.
Unit 2 10/24 09:00 0.00 0.00 14.6 U2 Reactor power-up.
Unit 2 10/24 10:00 0.00 0.00 14.7 U2 Reactor power-up.
Unit 2 10/24 11:00 0.00 0.00 14.6 U2 Reactor power-up.
Unit 2 10/24 12:00 30.98 0.00 14.8 12:20 U2 Paralleled to the Grid.
Unit 2 10/24 13:00 111.71 0.00 14.9 U2 On-line.  Ramping up to full power.
Unit 2 10/24 14:00 198.00 186.00 25.0 U2 On-line.  Ramping up to full power.
Unit 2 10/24 15:00 166.92 216.00 27.7 U2 On-line.  Ramping up to full power.
Unit 2 10/24 16:00 167.02 216.00 27.6 U2 On-line.  Ramping up to full power.
Unit 2 10/24 17:00 167.60 216.00 27.7 U2 On-line.  Ramping up to full power.
Unit 2 10/24 18:00 167.23 215.00 27.8 U2 On-line.  Ramping up to full power.
Unit 2 10/24 19:00 162.72 212.00 27.4 U2 On-line.  Ramping up to full power.
Unit 2 10/24 20:00 163.76 211.00 27.5 U2 On-line.  Ramping up to full power.
Unit 2 10/24 21:00 161.82 212.00 27.4 U2 On-line.  Ramping up to full power.
Unit 2 10/24 22:00 169.54 210.00 27.3 U2 On-line.  Ramping up to full power.
Unit 2 10/24 23:00 250.47 264.00 32.3 U2 On-line.  Ramping up to full power.
Unit 2 10/25 00:00 340.50 358.00 39.3 U2 On-line.  Ramping up to full power.
Unit 2 10/25 01:00 388.73 436.00 46.0 U2 On-line.  Ramping up to full power.
Unit 2 10/25 02:00 397.24 446.00 47.5 U2 On-line.  Ramping up to full power.
Unit 2 10/25 03:00 405.78 450.00 48.2 U2 On-line.  Ramping up to full power.
Unit 2 10/25 04:00 412.51 467.00 48.7 U2 On-line.  Ramping up to full power.
Unit 2 10/25 05:00 410.62 464.00 48.7 U2 On-line.  Ramping up to full power.
Unit 2 10/25 06:00 410.73 467.00 47.8 U2 On-line.  Ramping up to full power.
Unit 2 10/25 07:00 408.08 462.00 48.8 U2 On-line.  Ramping up to full power.
Unit 2 10/25 08:00 408.17 458.00 48.1 U2 On-line.  Ramping up to full power.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/25 09:00 430.38 462.00 48.4 U2 On-line.  Ramping up to full power.
Unit 2 10/25 10:00 486.76 521.00 49.5 U2 On-line.  Ramping up to full power.
Unit 2 10/25 11:00 558.78 579.00 53.3 U2 On-line.  Ramping up to full power.
Unit 2 10/25 12:00 648.64 669.00 60.8 U2 On-line.  Ramping up to full power.
Unit 2 10/25 13:00 758.65 769.00 68.2 U2 On-line.  Ramping up to full power.
Unit 2 10/25 14:00 822.58 868.00 76.5 U2 On-line.  Ramping up to full power.
Unit 2 10/25 15:00 822.35 883.00 77.5 U2 On-line.  Ramping up to full power.
Unit 2 10/25 16:00 809.24 869.00 75.0 U2 On-line.  Ramping up to full power.
Unit 2 10/25 17:00 812.22 863.00 74.4 U2 On-line.  Ramping up to full power.
Unit 2 10/25 18:00 815.93 874.00 76.0 U2 On-line.  Ramping up to full power.
Unit 2 10/25 19:00 807.72 864.00 74.4 U2 On-line.  Ramping up to full power.
Unit 2 10/25 20:00 810.96 864.00 74.4 U2 On-line.  Ramping up to full power.
Unit 2 10/25 21:00 813.70 867.00 74.7 U2 On-line.  Ramping up to full power.
Unit 2 10/25 22:00 811.61 869.00 75.1 U2 On-line.  Ramping up to full power.
Unit 2 10/25 23:00 825.28 871.00 75.0 U2 On-line.  Ramping up to full power.
Unit 2 10/26 00:00 926.13 936.00 79.2 U2 On-line.  Ramping up to full power.
Unit 2 10/26 01:00 1,016.84 1,065.00 93.0 U2 On-line.  Ramping up to full power.
Unit 2 10/26 02:00 1,042.56 1,096.00 94.3 U2 On-line.  Ramping up to full power.
Unit 2 10/26 03:00 1,067.14 1,120.00 94.0 U2 On-line.  Ramping up to full power.
Unit 2 10/26 04:00 1,069.65 1,134.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/26 05:00 1,066.27 1,130.00 94.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 06:00 1,068.46 1,131.00 94.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 07:00 1,069.34 1,133.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/26 08:00 1,068.12 1,128.00 95.0 U2 On-line.  Ramping up to full power.
Unit 2 10/26 09:00 1,069.57 1,129.00 95.2 U2 On-line.  Ramping up to full power.
Unit 2 10/26 10:00 1,070.26 1,134.00 95.6 U2 On-line.  Ramping up to full power.
Unit 2 10/26 11:00 1,069.06 1,129.00 95.1 U2 On-line.  Ramping up to full power.
Unit 2 10/26 12:00 1,069.18 1,133.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 13:00 1,066.80 1,130.00 95.3 U2 On-line.  Ramping up to full power.
Unit 2 10/26 14:00 1,066.91 1,129.00 95.3 U2 On-line.  Ramping up to full power.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/26 15:00 1,069.59 1,131.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/26 16:00 1,070.96 1,133.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 17:00 1,070.76 1,133.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 18:00 1,072.54 1,134.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/26 19:00 1,072.03 1,132.00 95.4 U2 On-line.  Ramping up to full power.
Unit 2 10/26 20:00 1,069.67 1,134.00 95.4 U2 On-line.  Ramping up to full power.
Unit 2 10/26 21:00 1,069.24 1,133.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/26 22:00 1,071.46 1,133.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/26 23:00 1,076.33 1,138.00 95.9 U2 On-line.  Ramping up to full power.
Unit 2 10/27 00:00 1,076.04 1,139.00 96.1 U2 On-line.  Ramping up to full power.
Unit 2 10/27 01:00 1,072.38 1,137.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/27 02:00 1,074.01 1,133.00 95.4 U2 On-line.  Ramping up to full power.
Unit 2 10/27 03:00 1,074.72 1,137.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/27 04:00 1,073.85 1,136.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 05:00 1,077.71 1,138.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 06:00 1,078.06 1,140.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 07:00 1,076.61 1,139.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 08:00 1,081.28 1,139.00 95.6 U2 On-line.  Ramping up to full power.
Unit 2 10/27 09:00 1,081.49 1,143.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 10:00 1,080.23 1,141.00 95.6 U2 On-line.  Ramping up to full power.
Unit 2 10/27 11:00 1,081.28 1,141.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 12:00 1,082.80 1,143.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 13:00 1,081.65 1,143.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 14:00 1,080.46 1,142.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 15:00 1,079.55 1,141.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 16:00 1,079.22 1,141.00 95.7 U2 On-line.  Ramping up to full power.
Unit 2 10/27 17:00 1,079.19 1,141.00 95.6 U2 On-line.  Ramping up to full power.
Unit 2 10/27 18:00 1,079.07 1,141.00 95.6 U2 On-line.  Ramping up to full power.
Unit 2 10/27 19:00 1,078.13 1,140.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 20:00 1,078.08 1,140.00 95.4 U2 On-line.  Ramping up to full power.

Unit-2 Gen 241 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/27 21:00 1,078.46 1,140.00 95.4 U2 On-line.  Ramping up to full power.
Unit 2 10/27 22:00 1,079.30 1,141.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/27 23:00 1,078.79 1,141.00 95.5 U2 On-line.  Ramping up to full power.
Unit 2 10/28 00:00 1,078.48 1,142.00 95.4 U2 On-line.  Ramping up to full power.
Unit 2 10/28 01:00 1,078.52 1,141.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/28 02:00 1,078.55 1,140.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/28 03:00 1,078.87 1,140.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/28 04:00 1,088.24 1,140.00 95.8 U2 On-line.  Ramping up to full power.
Unit 2 10/28 05:00 1,106.42 1,164.00 97.9 05:34 U2 Reactor at full power.
Unit 2 10/28 06:00 1,099.21 1,160.00 99.1 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/28 07:00 1,101.90 1,163.00 99.6 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/28 08:00 1,101.30 1,164.00 99.6 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/28 09:00 1,100.30 1,163.00 99.5 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/28 10:00 1,098.99 1,162.00 99.4 10:33 U2 Problem with FW Heater 2-1A level control switch LS-63.  Notification 50082160.
Unit 2 10/28 11:00 1,096.48 1,160.00 99.2 U2 working FW Heater 2-1A problem.
Unit 2 10/28 12:00 1,093.75 1,157.00 98.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 13:00 1,090.21 1,153.00 98.6 U2 working FW Heater 2-1A problem.
Unit 2 10/28 14:00 1,086.76 1,148.00 98.3 U2 working FW Heater 2-1A problem.
Unit 2 10/28 15:00 1,084.31 1,146.00 98.0 U2 working FW Heater 2-1A problem.
Unit 2 10/28 16:00 1,095.38 1,154.00 97.8 U2 working FW Heater 2-1A problem.
Unit 2 10/28 17:00 1,099.91 1,161.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 18:00 1,102.46 1,163.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 19:00 1,102.80 1,165.00 98.0 U2 working FW Heater 2-1A problem.
Unit 2 10/28 20:00 1,102.39 1,164.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 21:00 1,102.41 1,165.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 22:00 1,102.13 1,164.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/28 23:00 1,104.86 1,164.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/29 00:00 1,104.98 1,165.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/29 01:00 1,103.63 1,165.00 97.9 U2 working FW Heater 2-1A problem.
Unit 2 10/29 02:00 1,105.35 1,166.00 98.1 U2 working FW Heater 2-1A problem.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/29 03:00 1,105.51 1,167.00 98.1 03:41 U2 Returning to full power.
Unit 2 10/29 04:00 1,109.45 1,170.00 98.3 U2 Ramp-up to full power in progress.
Unit 2 10/29 05:00 1,112.78 1,174.00 98.8 05:57 U2 Completed ramp-up to full power.
Unit 2 10/29 06:00 1,114.45 1,176.00 99.0 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 07:00 1,114.88 1,177.00 99.2 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 08:00 1,115.32 1,178.00 99.2 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 09:00 1,115.63 1,178.00 99.2 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 10:00 1,115.89 1,179.00 99.2 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 11:00 1,116.38 1,179.00 99.3 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 12:00 1,116.61 1,179.00 99.3 U2 Turbine/Generator continues power ramp-up.
Unit 2 10/29 13:00 1,117.61 1,180.00 99.4 U2 Turbine/Generator at full power.
Unit 2 10/29 14:00 1,118.81 1,181.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/29 15:00 1,120.22 1,182.00 99.6 U2 Operating at full power on the grid.
Unit 2 10/29 16:00 1,120.52 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 17:00 1,120.84 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 18:00 1,121.04 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 19:00 1,120.71 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 20:00 1,121.25 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 21:00 1,121.90 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 22:00 1,121.75 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/29 23:00 1,121.09 1,184.00 99.6 U2 Operating at full power on the grid.
Unit 2 10/30 00:00 1,121.03 1,183.00 99.6 U2 Operating at full power on the grid.
Unit 2 10/30 01:00 1,120.50 1,183.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/30 02:00 1,119.98 1,182.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/30 03:00 1,119.90 1,183.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/30 04:00 1,119.76 1,182.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/30 05:00 1,119.00 1,181.00 99.4 U2 Operating at full power on the grid.
Unit 2 10/30 06:00 1,118.72 1,180.00 99.4 U2 Operating at full power on the grid.
Unit 2 10/30 07:00 1,117.98 1,180.00 99.3 U2 Operating at full power on the grid.
Unit 2 10/30 08:00 1,117.55 1,180.00 99.3 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/30 09:00 1,117.38 1,180.00 99.3 U2 Operating at full power on the grid.
Unit 2 10/30 10:00 1,117.50 1,180.00 99.2 U2 Operating at full power on the grid.
Unit 2 10/30 11:00 1,118.87 1,181.00 99.3 U2 Operating at full power on the grid.
Unit 2 10/30 12:00 1,120.08 1,182.00 99.4 U2 Operating at full power on the grid.
Unit 2 10/30 13:00 1,121.19 1,182.00 99.5 U2 Operating at full power on the grid.
Unit 2 10/30 14:00 1,121.15 1,183.00 99.6 U2 Operating at full power on the grid.
Unit 2 10/30 15:00 1,121.90 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 16:00 1,121.79 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 17:00 1,121.60 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 18:00 1,121.56 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 19:00 1,120.92 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 20:00 1,121.00 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 21:00 1,121.19 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 22:00 1,121.13 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/30 23:00 1,121.32 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 00:00 1,121.46 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 01:00 1,121.25 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 02:00 1,121.35 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 03:00 1,121.31 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 04:00 1,121.12 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 05:00 1,120.81 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 06:00 1,121.29 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 07:00 1,121.49 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 08:00 1,121.65 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 09:00 1,121.79 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 10:00 1,121.09 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 11:00 1,120.92 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 12:00 1,121.03 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 13:00 1,121.01 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 14:00 1,121.28 1,183.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 10/31 15:00 1,121.38 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 16:00 1,121.29 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 17:00 1,121.19 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 18:00 1,121.04 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 19:00 1,120.70 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 20:00 1,120.98 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 21:00 1,120.54 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 22:00 1,119.83 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 10/31 23:00 1,119.59 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 Total October 736,413.65 780,734.00 Unit 2 Inaccurate ISO Meter Data.  Unit 2 PIMS avg hourly 1,049.37 Mw.
Unit 2 11/01 00:00 1,119.84 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 01:00 1,120.21 1,183.00 99.6 U2 Operating at full power on the grid.
Unit 2 11/01 02:00 1,120.49 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 03:00 1,121.21 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 04:00 1,121.61 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 05:00 1,121.90 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 06:00 1,122.09 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 07:00 1,122.26 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 08:00 1,122.60 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 09:00 1,123.11 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 10:00 1,122.67 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 11:00 1,122.27 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 12:00 1,122.66 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 13:00 1,122.32 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 14:00 1,121.75 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 15:00 1,121.49 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 16:00 1,121.64 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 17:00 1,121.11 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 18:00 1,120.97 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/01 19:00 1,121.49 1,184.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/01 20:00 1,120.58 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 21:00 1,120.39 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 22:00 1,120.34 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/01 23:00 1,120.16 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 00:00 1,120.08 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 01:00 1,120.62 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 02:00 1,120.59 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 03:00 1,119.89 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 04:00 1,119.71 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 05:00 1,119.65 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 06:00 1,119.30 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 07:00 1,119.68 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 08:00 1,119.50 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 09:00 1,119.74 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 10:00 1,119.26 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 11:00 1,118.77 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 12:00 1,118.50 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 13:00 1,118.40 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 14:00 1,118.07 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 15:00 1,118.16 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 16:00 1,118.46 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 17:00 1,118.06 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 18:00 1,118.28 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 19:00 1,118.62 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 20:00 1,118.94 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 21:00 1,118.75 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 22:00 1,119.15 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/02 23:00 1,119.60 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 00:00 1,119.50 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 01:00 1,119.81 1,181.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/03 02:00 1,119.90 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 03:00 1,119.68 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 04:00 1,119.55 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 05:00 1,118.19 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 06:00 1,118.38 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 07:00 1,118.39 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 08:00 1,118.38 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 09:00 1,117.65 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 10:00 1,117.92 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 11:00 1,117.89 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 12:00 1,117.41 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 13:00 1,117.30 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 14:00 1,117.54 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 15:00 1,116.93 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 16:00 1,117.01 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 17:00 1,117.50 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 18:00 1,117.37 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 19:00 1,117.33 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 20:00 1,117.47 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 21:00 1,117.25 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 22:00 1,116.99 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/03 23:00 1,117.09 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 00:00 1,117.10 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 01:00 1,116.60 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 02:00 1,116.56 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 03:00 1,116.46 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 04:00 1,116.58 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 05:00 1,116.62 1,177.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 06:00 1,116.81 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 07:00 1,117.21 1,180.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/04 08:00 1,117.49 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 09:00 1,117.30 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 10:00 1,116.91 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 11:00 1,116.93 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 12:00 1,116.87 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 13:00 1,116.66 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 14:00 1,116.63 1,177.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 15:00 1,116.41 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 16:00 1,116.76 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 17:00 1,117.75 1,178.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 18:00 1,118.09 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 19:00 1,118.01 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 20:00 1,118.95 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 21:00 1,119.01 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 22:00 1,119.50 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/04 23:00 1,119.17 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 00:00 1,120.09 1,180.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/05 01:00 1,119.98 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 02:00 1,120.76 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 03:00 1,120.83 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 04:00 1,120.89 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 05:00 1,120.80 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 06:00 1,120.70 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 07:00 1,121.45 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 08:00 1,121.56 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 09:00 1,121.00 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 10:00 1,120.79 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 11:00 1,121.09 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 12:00 1,121.02 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 13:00 1,120.89 1,182.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/05 14:00 1,120.33 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 15:00 1,120.19 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/05 16:00 1,119.60 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/05 17:00 1,119.20 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 18:00 1,120.31 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 19:00 1,121.06 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/05 20:00 1,120.60 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 21:00 1,120.18 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 22:00 1,120.80 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/05 23:00 1,120.62 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 00:00 1,120.59 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 01:00 1,121.94 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 02:00 1,121.71 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 03:00 1,121.63 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 04:00 1,121.76 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/06 05:00 1,121.90 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 06:00 1,122.06 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 07:00 1,122.13 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 08:00 1,122.01 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 09:00 1,121.49 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 10:00 1,121.34 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 11:00 1,120.60 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 12:00 1,122.05 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 13:00 1,122.01 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 14:00 1,121.21 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 15:00 1,120.66 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 16:00 1,120.49 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 17:00 1,120.59 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 18:00 1,121.37 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 19:00 1,121.38 1,183.00 99.7 U2 Operating at full power on the grid.

Unit-2 Gen 249 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/06 20:00 1,121.79 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 21:00 1,121.71 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 22:00 1,121.21 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/06 23:00 1,121.99 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/07 00:00 1,122.64 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/07 01:00 1,122.05 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 02:00 1,121.30 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 03:00 1,121.10 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 04:00 1,120.65 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 05:00 1,120.40 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 06:00 1,120.15 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 07:00 1,120.04 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 08:00 1,120.45 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 09:00 1,120.61 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 10:00 1,120.16 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 11:00 1,120.11 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 12:00 1,119.73 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 13:00 1,118.64 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 14:00 1,118.50 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 15:00 1,118.14 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/07 16:00 1,117.65 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 17:00 1,118.25 1,179.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/07 18:00 1,119.80 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 19:00 1,118.69 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 20:00 1,119.04 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 21:00 1,121.22 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 22:00 1,121.03 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/07 23:00 1,120.55 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 00:00 1,120.41 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 01:00 1,120.38 1,183.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/08 02:00 1,119.60 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 03:00 1,119.64 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 04:00 1,120.61 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 05:00 1,121.10 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 06:00 1,120.70 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 07:00 1,120.59 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 08:00 1,120.89 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 09:00 1,120.69 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 10:00 1,119.29 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 11:00 1,119.15 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 12:00 1,118.30 1,179.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 13:00 1,118.05 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 14:00 1,118.39 1,180.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 15:00 1,118.90 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 16:00 1,119.05 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 17:00 1,119.16 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 18:00 1,120.23 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 19:00 1,122.15 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 20:00 1,123.32 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/08 21:00 1,123.81 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/08 22:00 1,124.24 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/08 23:00 1,123.40 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 00:00 1,123.43 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 01:00 1,124.29 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 02:00 1,124.70 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 03:00 1,124.96 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 04:00 1,124.89 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 05:00 1,125.49 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 06:00 1,125.25 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 07:00 1,124.53 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/09 08:00 1,124.73 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 09:00 1,124.52 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 10:00 1,124.21 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 11:00 1,124.94 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 12:00 1,125.00 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 13:00 1,125.15 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 14:00 1,126.45 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 15:00 1,126.74 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 16:00 1,127.07 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 17:00 1,127.35 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 18:00 1,127.24 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 19:00 1,127.01 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 20:00 1,126.95 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/09 21:00 1,126.81 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 22:00 1,127.01 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/09 23:00 1,126.79 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 00:00 1,126.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 01:00 1,127.16 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 02:00 1,127.30 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 03:00 1,127.16 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 04:00 1,127.84 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 05:00 1,127.90 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 06:00 1,127.81 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 07:00 1,127.49 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 08:00 1,127.51 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 09:00 1,126.25 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 10:00 1,126.04 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 11:00 1,125.88 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 12:00 1,126.01 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 13:00 1,125.79 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/10 14:00 1,125.80 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 15:00 1,126.48 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 16:00 1,126.03 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 17:00 1,126.09 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 18:00 1,126.15 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 19:00 1,126.13 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 20:00 1,125.82 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 21:00 1,125.30 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 22:00 1,125.52 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/10 23:00 1,125.77 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 00:00 1,125.91 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 01:00 1,125.90 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 02:00 1,127.03 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 03:00 1,127.33 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 04:00 1,126.31 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 05:00 1,126.17 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 06:00 1,126.68 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 07:00 1,126.49 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 08:00 1,126.68 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 09:00 1,126.57 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 10:00 1,126.37 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 11:00 1,125.85 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 12:00 1,125.54 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 13:00 1,125.23 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 14:00 1,125.36 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 15:00 1,125.85 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 16:00 1,126.90 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 17:00 1,127.30 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 18:00 1,127.30 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 19:00 1,126.60 1,189.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/11 20:00 1,126.74 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 21:00 1,126.74 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 22:00 1,126.27 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/11 23:00 1,126.60 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 00:00 1,126.16 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 01:00 1,125.55 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 02:00 1,126.61 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 03:00 1,127.14 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 04:00 1,127.02 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 05:00 1,127.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 06:00 1,128.57 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 07:00 1,128.01 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 08:00 1,127.91 1,191.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 09:00 1,127.90 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 10:00 1,127.25 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 11:00 1,126.84 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 12:00 1,126.02 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 13:00 1,125.72 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 14:00 1,125.65 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 15:00 1,125.45 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 16:00 1,125.96 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 17:00 1,126.72 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 18:00 1,127.03 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 19:00 1,127.45 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 20:00 1,127.47 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 21:00 1,127.51 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 22:00 1,127.43 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/12 23:00 1,129.66 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 00:00 1,129.45 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 01:00 1,126.34 1,190.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/13 02:00 1,126.47 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 03:00 1,126.71 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 04:00 1,126.51 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 05:00 1,126.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 06:00 1,127.31 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 07:00 1,127.19 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 08:00 1,127.84 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 09:00 1,128.21 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 10:00 1,127.60 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 11:00 1,126.55 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 12:00 1,125.81 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 13:00 1,125.51 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 14:00 1,125.60 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 15:00 1,125.27 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 16:00 1,125.60 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 17:00 1,126.23 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 18:00 1,126.80 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 19:00 1,126.73 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 20:00 1,127.65 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 21:00 1,127.63 1,191.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 22:00 1,127.77 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/13 23:00 1,127.90 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 00:00 1,127.24 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 01:00 1,126.72 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 02:00 1,126.70 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 03:00 1,126.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 04:00 1,126.58 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 05:00 1,126.59 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 06:00 1,126.30 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 07:00 1,126.51 1,189.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/14 08:00 1,126.80 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 09:00 1,126.71 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 10:00 1,126.80 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 11:00 1,126.54 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 12:00 1,125.89 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 13:00 1,124.90 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 14:00 1,125.08 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 15:00 1,125.11 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 16:00 1,124.95 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 17:00 1,125.55 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 18:00 1,125.96 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 19:00 1,126.10 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 20:00 1,125.98 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 21:00 1,124.18 1,187.00 99.6 U2 Operating at full power on the grid.
Unit 2 11/14 22:00 1,123.85 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/14 23:00 1,124.48 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 00:00 1,124.39 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 01:00 1,124.15 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 02:00 1,124.09 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 03:00 1,124.51 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 04:00 1,124.29 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 05:00 1,124.40 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 06:00 1,124.40 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 07:00 1,124.97 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 08:00 1,125.83 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 09:00 1,125.90 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/15 10:00 1,124.87 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/15 11:00 1,123.51 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/15 12:00 1,123.02 1,186.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/15 13:00 1,122.62 1,185.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/15 14:00 1,122.95 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 15:00 1,122.30 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 16:00 1,122.44 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 17:00 1,123.61 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 18:00 1,124.03 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 19:00 1,124.31 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 20:00 1,124.69 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 21:00 1,123.74 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 22:00 1,122.44 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/15 23:00 1,122.65 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 00:00 1,122.60 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 01:00 1,123.51 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 02:00 1,124.13 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 03:00 1,124.40 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 04:00 1,124.14 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 05:00 1,122.92 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 06:00 1,122.40 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 07:00 1,123.66 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 08:00 1,124.99 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 09:00 1,124.40 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 10:00 1,123.88 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 11:00 1,122.12 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 12:00 1,121.57 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 13:00 1,121.99 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 14:00 1,121.39 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 15:00 1,122.00 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 16:00 1,122.71 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 17:00 1,123.78 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 18:00 1,124.20 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 19:00 1,124.20 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/16 20:00 1,125.35 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 21:00 1,123.64 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 22:00 1,122.10 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/16 23:00 1,123.22 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 00:00 1,124.29 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 01:00 1,124.48 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 02:00 1,125.44 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 03:00 1,126.10 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 04:00 1,125.94 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 05:00 1,125.90 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 06:00 1,125.59 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 07:00 1,124.49 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 08:00 1,124.41 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 09:00 1,124.11 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 10:00 1,124.61 1,187.00 99.6 U2 Operating at full power on the grid.
Unit 2 11/17 11:00 1,124.88 1,187.00 99.6 U2 Operating at full power on the grid.
Unit 2 11/17 12:00 1,124.34 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 13:00 1,123.61 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 14:00 1,123.00 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 15:00 1,122.77 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 16:00 1,122.99 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 17:00 1,123.65 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 18:00 1,124.11 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 19:00 1,123.78 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 20:00 1,123.65 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 21:00 1,124.08 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 22:00 1,124.23 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/17 23:00 1,122.89 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 00:00 1,122.66 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/18 01:00 1,121.96 1,185.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/18 02:00 1,123.34 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 03:00 1,123.89 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 04:00 1,123.92 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 05:00 1,124.65 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/18 06:00 1,124.36 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 07:00 1,123.10 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 08:00 1,123.38 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 09:00 1,124.13 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 10:00 1,122.52 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 11:00 1,122.26 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 12:00 1,122.44 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 13:00 1,122.74 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 14:00 1,121.85 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 15:00 1,121.55 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 16:00 1,122.77 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 17:00 1,123.18 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 18:00 1,123.36 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 19:00 1,123.19 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 20:00 1,123.14 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 21:00 1,122.99 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 22:00 1,125.45 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/18 23:00 1,126.67 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 00:00 1,123.35 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 01:00 1,123.12 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 02:00 1,125.15 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 03:00 1,125.49 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 04:00 1,125.26 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 05:00 1,125.76 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 06:00 1,125.61 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 07:00 1,125.05 1,189.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/19 08:00 1,124.55 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 09:00 1,124.03 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 10:00 1,123.56 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 11:00 1,123.64 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 12:00 1,123.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 13:00 1,123.10 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 14:00 1,123.10 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 15:00 1,122.88 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 16:00 1,122.61 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 17:00 1,123.33 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 18:00 1,124.37 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 19:00 1,123.67 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/19 20:00 1,122.52 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 21:00 1,123.25 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 22:00 1,124.02 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/19 23:00 1,124.90 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 00:00 1,124.23 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 01:00 1,124.54 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 02:00 1,124.49 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 03:00 1,124.62 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 04:00 1,125.84 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/20 05:00 1,126.19 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 06:00 1,126.16 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/20 07:00 1,125.99 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/20 08:00 1,126.05 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 09:00 1,125.48 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 10:00 1,124.67 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 11:00 1,124.38 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 12:00 1,123.97 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 13:00 1,124.12 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/20 14:00 1,124.29 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 15:00 1,123.90 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 16:00 1,124.03 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 17:00 1,124.67 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/20 18:00 1,125.02 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/20 19:00 1,124.81 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 20:00 1,124.14 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 21:00 1,123.30 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 22:00 1,123.47 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/20 23:00 1,123.91 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 00:00 1,124.05 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 01:00 1,124.07 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 02:00 1,123.98 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/21 03:00 1,124.81 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 04:00 1,125.60 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/21 05:00 1,126.12 1,188.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/21 06:00 1,126.14 1,189.00 99.9 U2 Operating at full power on the grid.
Unit 2 11/21 07:00 1,126.13 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 08:00 1,126.57 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 09:00 1,125.95 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 10:00 1,124.85 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 11:00 1,125.87 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 12:00 1,126.45 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 13:00 1,126.33 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 14:00 1,126.90 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 15:00 1,126.71 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 16:00 1,125.96 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 17:00 1,125.80 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 18:00 1,125.71 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 19:00 1,126.25 1,185.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/21 20:00 1,126.51 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/21 21:00 1,126.71 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 22:00 1,125.37 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/21 23:00 1,125.29 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/22 00:00 1,125.13 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 01:00 1,125.56 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 02:00 1,126.35 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 03:00 1,126.81 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 04:00 1,126.92 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 05:00 1,127.57 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 06:00 1,127.03 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 07:00 1,126.41 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 08:00 1,126.35 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 09:00 1,126.27 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 10:00 1,125.73 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 11:00 1,125.90 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 12:00 1,125.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/22 13:00 1,122.23 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 14:00 1,122.01 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 15:00 1,122.08 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 16:00 1,122.12 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 17:00 1,121.80 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 18:00 1,122.65 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 19:00 1,123.31 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 20:00 1,123.41 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 21:00 1,123.00 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 22:00 1,122.90 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/22 23:00 1,123.00 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 00:00 1,123.30 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 01:00 1,124.09 1,186.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/23 02:00 1,124.29 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 03:00 1,123.86 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 04:00 1,123.95 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 05:00 1,124.20 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/23 06:00 1,123.23 1,188.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 07:00 1,122.86 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 08:00 1,123.03 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 09:00 1,123.38 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 10:00 1,123.31 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 11:00 1,123.20 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 12:00 1,123.30 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 13:00 1,122.55 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 14:00 1,122.24 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 15:00 1,122.61 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 16:00 1,122.92 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 17:00 1,122.16 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 18:00 1,122.14 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 19:00 1,122.60 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 20:00 1,123.21 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 21:00 1,123.20 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 22:00 1,123.31 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/23 23:00 1,123.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/24 00:00 1,123.11 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 01:00 1,122.82 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 02:00 1,123.22 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 03:00 1,123.10 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 04:00 1,123.60 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 05:00 1,124.52 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 06:00 1,124.22 1,187.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 07:00 1,123.78 1,187.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/24 08:00 1,123.91 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 09:00 1,123.67 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 10:00 1,122.95 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 11:00 1,122.90 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 12:00 1,122.45 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 13:00 1,121.81 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 14:00 1,121.90 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 15:00 1,122.29 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 16:00 1,122.26 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 17:00 1,122.06 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 18:00 1,122.01 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 19:00 1,122.12 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 20:00 1,122.19 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 21:00 1,122.00 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 22:00 1,122.09 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/24 23:00 1,122.20 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 00:00 1,122.16 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 01:00 1,122.60 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 02:00 1,123.20 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 03:00 1,123.87 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 04:00 1,123.85 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 05:00 1,123.61 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 06:00 1,123.60 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 07:00 1,123.62 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 08:00 1,123.84 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 09:00 1,123.58 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 10:00 1,123.40 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 11:00 1,123.00 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 12:00 1,122.53 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 13:00 1,121.88 1,184.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/25 14:00 1,121.95 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 15:00 1,121.98 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 16:00 1,121.27 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 17:00 1,121.10 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 18:00 1,121.49 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 19:00 1,121.40 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 20:00 1,121.90 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 21:00 1,122.10 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 22:00 1,122.01 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/25 23:00 1,124.01 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 11/26 00:00 1,123.55 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 01:00 1,121.00 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 02:00 1,121.41 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 03:00 1,121.33 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 04:00 1,121.19 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 05:00 1,121.55 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 06:00 1,121.99 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 07:00 1,122.20 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 08:00 1,122.31 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 09:00 1,122.74 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 10:00 1,122.43 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 11:00 1,121.46 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 12:00 1,121.10 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 13:00 1,120.39 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 14:00 1,119.95 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 15:00 1,119.86 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 16:00 1,120.16 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 17:00 1,120.01 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 18:00 1,120.01 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 19:00 1,120.66 1,182.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/26 20:00 1,121.30 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 21:00 1,121.34 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 22:00 1,121.25 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/26 23:00 1,121.30 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 00:00 1,121.10 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 01:00 1,120.97 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 02:00 1,121.46 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 03:00 1,121.34 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 04:00 1,121.75 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 05:00 1,122.05 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 06:00 1,122.10 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 07:00 1,122.46 1,185.00 99.6 U2 Operating at full power on the grid.
Unit 2 11/27 08:00 1,122.61 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 09:00 1,122.24 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 10:00 1,122.01 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 11:00 1,122.09 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 12:00 1,121.42 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 13:00 1,120.61 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 14:00 1,120.50 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 15:00 1,120.11 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 16:00 1,119.85 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 17:00 1,120.47 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 18:00 1,120.80 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 19:00 1,121.22 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 20:00 1,122.45 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 21:00 1,122.01 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 22:00 1,121.60 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/27 23:00 1,122.20 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 00:00 1,122.09 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 01:00 1,121.27 1,184.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/28 02:00 1,121.53 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 03:00 1,121.70 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 04:00 1,121.34 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 05:00 1,121.88 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 06:00 1,122.30 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 07:00 1,122.41 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 08:00 1,122.61 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 09:00 1,122.76 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 10:00 1,122.51 1,185.00 100.1 U2 Operating at full power on the grid.
Unit 2 11/28 11:00 1,122.07 1,185.00 100.1 U2 Operating at full power on the grid.
Unit 2 11/28 12:00 1,121.47 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 13:00 1,120.93 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 14:00 1,120.50 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 15:00 1,120.19 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 16:00 1,120.35 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 17:00 1,120.49 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 18:00 1,120.88 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 19:00 1,121.07 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 20:00 1,121.62 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 21:00 1,121.57 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 22:00 1,121.60 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/28 23:00 1,121.60 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 00:00 1,121.51 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 01:00 1,121.23 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 02:00 1,121.85 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 03:00 1,122.12 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 04:00 1,121.68 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 05:00 1,121.88 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 06:00 1,121.98 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 07:00 1,121.73 1,183.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/29 08:00 1,121.98 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 09:00 1,122.01 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 10:00 1,121.64 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 11:00 1,121.41 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 12:00 1,121.31 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 13:00 1,120.35 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 14:00 1,119.68 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 15:00 1,119.62 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 16:00 1,119.26 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 17:00 1,118.81 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 18:00 1,119.20 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 19:00 1,119.38 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 20:00 1,119.57 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 21:00 1,119.61 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 22:00 1,120.00 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/29 23:00 1,119.43 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 00:00 1,119.39 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 01:00 1,119.64 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 02:00 1,119.70 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 03:00 1,119.48 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 04:00 1,119.97 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 05:00 1,120.18 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 06:00 1,120.29 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 07:00 1,120.70 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 08:00 1,120.59 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 09:00 1,120.27 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 10:00 1,120.59 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 11:00 1,120.23 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 12:00 1,119.65 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 13:00 1,119.64 1,183.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 11/30 14:00 1,119.29 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 15:00 1,118.87 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 16:00 1,118.86 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 17:00 1,118.82 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 18:00 1,119.26 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 19:00 1,119.85 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 20:00 1,119.73 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 21:00 1,119.50 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 22:00 1,119.78 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 11/30 23:00 1,120.07 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 Total November 808,422.77 853,123.00 Average hourly generation:   ISO Meter = 1,122.81 Mw   PIMS = 1,184.89 Mw
Unit 2 12/01 00:00 1,120.04 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 01:00 1,119.93 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 02:00 1,120.11 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 03:00 1,120.72 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 04:00 1,120.59 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 05:00 1,120.41 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 06:00 1,120.80 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 07:00 1,120.80 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 08:00 1,120.69 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 09:00 1,120.78 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/01 10:00 1,120.82 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 11:00 1,120.24 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 12:00 1,119.68 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 13:00 1,119.89 1,181.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/01 14:00 1,119.50 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/01 15:00 1,118.99 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 16:00 1,119.11 1,181.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/01 17:00 1,119.13 1,181.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/01 18:00 1,119.77 1,182.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/01 19:00 1,119.60 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 20:00 1,120.17 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 21:00 1,120.59 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 22:00 1,120.60 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/01 23:00 1,120.79 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 00:00 1,120.50 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 01:00 1,120.80 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 02:00 1,121.12 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 03:00 1,120.94 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 04:00 1,120.97 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 05:00 1,121.10 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 06:00 1,120.76 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 07:00 1,120.79 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 08:00 1,121.48 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 09:00 1,121.51 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 10:00 1,121.19 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 11:00 1,121.77 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 12:00 1,121.49 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 13:00 1,120.94 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 14:00 1,121.07 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 15:00 1,121.14 1,180.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/02 16:00 1,120.46 1,181.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/02 17:00 1,120.27 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 18:00 1,120.69 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/02 19:00 1,120.77 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/02 20:00 1,121.00 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 21:00 1,121.11 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/02 22:00 1,121.68 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/02 23:00 1,121.54 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 00:00 1,121.72 1,184.00 99.7 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/03 01:00 1,121.84 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 02:00 1,121.90 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 03:00 1,121.87 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 04:00 1,121.82 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 05:00 1,121.88 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 06:00 1,121.97 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 07:00 1,121.53 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 08:00 1,122.01 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 09:00 1,122.09 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 10:00 1,121.90 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 11:00 1,121.68 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 12:00 1,121.79 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 13:00 1,121.73 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 14:00 1,121.53 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 15:00 1,121.19 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 16:00 1,121.04 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 17:00 1,121.32 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 18:00 1,121.23 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 19:00 1,121.45 1,181.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/03 20:00 1,121.82 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 21:00 1,121.98 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 22:00 1,122.16 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/03 23:00 1,122.62 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 00:00 1,122.44 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 01:00 1,121.97 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 02:00 1,122.72 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 03:00 1,122.91 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 04:00 1,122.58 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 05:00 1,122.96 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 06:00 1,122.70 1,185.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/04 07:00 1,122.27 1,185.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 08:00 1,122.05 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 09:00 1,122.15 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 10:00 1,122.09 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 11:00 1,121.62 1,184.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 12:00 1,121.49 1,183.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/04 13:00 1,121.60 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 14:00 1,121.60 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 15:00 1,121.60 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 16:00 1,121.60 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 17:00 1,121.49 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 18:00 1,121.51 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 19:00 1,121.90 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 20:00 1,121.79 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 21:00 1,121.71 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 22:00 1,121.98 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/04 23:00 1,122.40 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 00:00 1,122.62 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 01:00 1,122.94 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 02:00 1,123.20 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 03:00 1,122.99 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 04:00 1,123.00 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 05:00 1,123.62 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 06:00 1,123.51 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 07:00 1,123.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 08:00 1,123.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 09:00 1,122.92 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 10:00 1,123.09 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 11:00 1,123.55 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 12:00 1,123.37 1,186.00 99.8 U2 Operating at full power on the grid.

Unit-2 Gen 272 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/05 13:00 1,122.90 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 14:00 1,123.41 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 15:00 1,123.51 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 16:00 1,122.92 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 17:00 1,122.68 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 18:00 1,122.38 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 19:00 1,122.50 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 20:00 1,122.35 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 21:00 1,122.26 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 22:00 1,123.10 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/05 23:00 1,122.84 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 00:00 1,122.58 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 01:00 1,122.87 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 02:00 1,123.28 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 03:00 1,123.44 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 04:00 1,123.05 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 05:00 1,123.64 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 06:00 1,123.64 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 07:00 1,123.20 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 08:00 1,123.51 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 09:00 1,123.30 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 10:00 1,122.50 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 11:00 1,123.12 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 12:00 1,123.12 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 13:00 1,122.76 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 14:00 1,122.69 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 15:00 1,123.57 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 16:00 1,123.54 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 17:00 1,122.69 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 18:00 1,122.60 1,185.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/06 19:00 1,122.81 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 20:00 1,122.73 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 21:00 1,122.44 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 22:00 1,123.23 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/06 23:00 1,124.12 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 00:00 1,123.74 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 01:00 1,122.94 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 02:00 1,123.24 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 03:00 1,124.15 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 04:00 1,123.35 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 05:00 1,123.40 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 06:00 1,123.54 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 07:00 1,123.19 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 08:00 1,122.99 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 09:00 1,123.41 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 10:00 1,122.73 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 11:00 1,122.01 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 12:00 1,122.33 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 13:00 1,121.83 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 14:00 1,121.71 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 15:00 1,122.17 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 16:00 1,123.53 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 17:00 1,123.94 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 18:00 1,123.06 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 19:00 1,123.06 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 20:00 1,123.50 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 21:00 1,122.91 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 22:00 1,122.63 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/07 23:00 1,123.66 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 00:00 1,124.10 1,187.00 99.8 U2 Operating at full power on the grid.

Unit-2 Gen 274 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/08 01:00 1,123.91 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 02:00 1,125.15 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 03:00 1,125.49 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 04:00 1,125.02 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 05:00 1,124.70 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 06:00 1,124.99 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 07:00 1,125.51 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 08:00 1,125.52 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 09:00 1,125.60 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 10:00 1,125.32 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 11:00 1,124.83 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 12:00 1,124.60 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 13:00 1,125.22 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 14:00 1,125.29 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 15:00 1,124.87 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 16:00 1,125.42 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 17:00 1,126.00 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 18:00 1,125.86 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 19:00 1,125.65 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 20:00 1,125.95 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 21:00 1,125.46 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/08 22:00 1,124.95 1,187.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/08 23:00 1,125.91 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 00:00 1,126.49 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 01:00 1,126.35 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 02:00 1,126.90 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 03:00 1,127.15 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 04:00 1,126.37 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 05:00 1,126.24 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 06:00 1,126.65 1,188.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/09 07:00 1,126.51 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 08:00 1,126.51 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 09:00 1,126.15 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 10:00 1,125.96 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 11:00 1,125.74 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 12:00 1,125.30 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 13:00 1,125.38 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 14:00 1,125.82 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 15:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 16:00 1,126.15 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 17:00 1,126.32 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 18:00 1,125.60 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 19:00 1,125.71 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 20:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 21:00 1,125.51 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 22:00 1,125.23 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/09 23:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 00:00 1,125.81 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 01:00 1,125.37 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 02:00 1,125.30 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 03:00 1,125.60 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 04:00 1,125.77 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 05:00 1,126.16 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 06:00 1,125.85 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 07:00 1,125.90 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 08:00 1,125.99 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 09:00 1,125.60 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 10:00 1,125.30 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 11:00 1,124.85 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 12:00 1,124.19 1,188.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/10 13:00 1,123.45 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 14:00 1,123.43 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 15:00 1,124.12 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 16:00 1,124.35 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 17:00 1,125.58 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 18:00 1,125.58 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 19:00 1,125.58 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 20:00 1,125.58 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 21:00 1,125.58 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 22:00 1,125.49 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/10 23:00 1,125.60 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 00:00 1,125.40 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 01:00 1,125.48 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 02:00 1,125.71 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 03:00 1,125.32 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 04:00 1,125.77 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 05:00 1,126.38 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 06:00 1,126.03 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 07:00 1,125.58 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 08:00 1,126.12 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 09:00 1,125.99 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 10:00 1,123.22 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/11 11:00 1,124.10 1,186.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/11 12:00 1,124.12 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 13:00 1,123.34 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 14:00 1,123.04 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 15:00 1,123.23 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 16:00 1,123.91 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 17:00 1,124.12 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 18:00 1,123.80 1,186.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/11 19:00 1,123.51 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 20:00 1,124.20 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 21:00 1,124.16 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 22:00 1,124.06 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/11 23:00 1,124.49 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 00:00 1,124.09 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 01:00 1,123.69 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 02:00 1,126.17 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 03:00 1,125.45 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 04:00 1,123.51 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 05:00 1,124.31 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 06:00 1,124.98 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 07:00 1,124.59 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 08:00 1,124.79 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 09:00 1,125.10 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 10:00 1,124.35 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 11:00 1,124.24 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 12:00 1,123.80 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 13:00 1,122.90 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 14:00 1,122.36 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 15:00 1,122.25 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 16:00 1,122.28 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 17:00 1,122.70 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 18:00 1,123.16 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 19:00 1,123.71 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 20:00 1,122.99 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 21:00 1,124.01 1,185.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 22:00 1,124.46 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/12 23:00 1,124.74 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 00:00 1,124.55 1,186.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/13 01:00 1,124.67 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 02:00 1,124.53 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 03:00 1,124.61 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 04:00 1,124.48 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 05:00 1,125.15 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 06:00 1,125.05 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 07:00 1,125.21 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 08:00 1,125.75 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 09:00 1,125.39 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 10:00 1,125.11 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 11:00 1,125.07 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 12:00 1,124.54 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 13:00 1,123.94 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 14:00 1,123.97 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 15:00 1,123.84 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 16:00 1,123.68 1,187.00 99.5 U2 Operating at full power on the grid.
Unit 2 12/13 17:00 1,124.11 1,186.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 18:00 1,125.55 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 19:00 1,125.66 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 20:00 1,126.37 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 21:00 1,127.01 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 22:00 1,127.28 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/13 23:00 1,127.61 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 00:00 1,127.50 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 01:00 1,127.15 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 02:00 1,127.43 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 03:00 1,127.58 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 04:00 1,127.20 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 05:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 06:00 1,127.75 1,191.00 99.8 U2 Operating at full power on the grid.

Unit-2 Gen 279 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/14 07:00 1,127.80 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 08:00 1,128.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 09:00 1,128.93 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 10:00 1,128.29 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 11:00 1,127.53 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 12:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 13:00 1,126.61 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 14:00 1,125.96 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 15:00 1,125.76 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 16:00 1,125.50 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 17:00 1,125.25 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 18:00 1,125.49 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 19:00 1,125.62 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 20:00 1,125.25 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 21:00 1,125.25 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 22:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/14 23:00 1,126.04 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 00:00 1,125.76 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 01:00 1,125.38 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 02:00 1,125.70 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 03:00 1,125.44 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 04:00 1,125.06 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 05:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 06:00 1,126.27 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 07:00 1,126.24 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 08:00 1,126.78 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 09:00 1,127.01 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 10:00 1,126.91 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 11:00 1,126.33 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 12:00 1,126.58 1,188.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/15 13:00 1,126.39 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 14:00 1,126.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 15:00 1,125.96 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 16:00 1,125.69 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 17:00 1,125.21 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 18:00 1,125.02 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 19:00 1,125.21 1,187.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 20:00 1,125.76 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 21:00 1,126.14 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 22:00 1,126.70 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/15 23:00 1,126.80 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 00:00 1,127.25 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 01:00 1,127.18 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 02:00 1,127.40 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 03:00 1,127.04 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 04:00 1,126.62 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 05:00 1,127.00 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 06:00 1,126.80 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 07:00 1,127.14 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 08:00 1,127.35 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 09:00 1,127.16 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 10:00 1,126.82 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 11:00 1,126.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 12:00 1,126.54 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 13:00 1,125.77 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 14:00 1,125.95 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 15:00 1,126.03 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 16:00 1,125.20 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 17:00 1,125.29 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 18:00 1,125.82 1,188.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/16 19:00 1,125.38 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 20:00 1,125.23 1,188.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 21:00 1,125.46 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 22:00 1,125.28 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/16 23:00 1,125.71 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 00:00 1,125.90 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 01:00 1,126.15 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/17 02:00 1,128.02 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 03:00 1,129.25 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 04:00 1,126.85 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 05:00 1,127.01 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 06:00 1,126.88 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 07:00 1,126.82 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 08:00 1,127.02 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 09:00 1,126.52 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 10:00 1,126.53 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 11:00 1,126.79 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 12:00 1,126.54 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 13:00 1,126.02 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 14:00 1,126.35 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/17 15:00 1,126.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 16:00 1,126.02 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 17:00 1,125.87 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/17 18:00 1,125.86 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 19:00 1,125.30 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 20:00 1,125.48 1,189.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/17 21:00 1,125.50 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 22:00 1,125.69 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/17 23:00 1,126.15 1,190.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/18 00:00 1,126.39 1,191.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/18 01:00 1,125.89 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 02:00 1,126.39 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 03:00 1,126.87 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 04:00 1,126.33 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 05:00 1,127.08 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 06:00 1,126.79 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 07:00 1,126.02 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 08:00 1,126.06 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 09:00 1,126.51 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 10:00 1,126.34 1,191.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/18 11:00 1,127.12 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 12:00 1,127.04 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 13:00 1,126.71 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 14:00 1,126.74 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 15:00 1,127.12 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 16:00 1,126.94 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 17:00 1,126.79 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 18:00 1,126.79 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 19:00 1,126.48 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 20:00 1,125.97 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 21:00 1,125.71 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 22:00 1,125.80 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/18 23:00 1,126.08 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 00:00 1,126.69 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 01:00 1,127.16 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 02:00 1,127.59 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 03:00 1,127.24 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 04:00 1,126.90 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 05:00 1,127.11 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 06:00 1,126.95 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/19 07:00 1,126.91 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 08:00 1,126.93 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 09:00 1,126.71 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 10:00 1,126.44 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/19 11:00 1,126.54 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 12:00 1,126.22 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 13:00 1,126.15 1,190.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/19 14:00 1,126.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 15:00 1,126.53 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 16:00 1,126.24 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 17:00 1,126.33 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 18:00 1,125.81 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 19:00 1,125.42 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 20:00 1,125.60 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 21:00 1,125.32 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 22:00 1,125.60 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/19 23:00 1,126.26 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 00:00 1,126.81 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 01:00 1,127.38 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 02:00 1,127.81 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 03:00 1,127.53 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 04:00 1,127.98 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 05:00 1,128.40 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 06:00 1,128.45 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 07:00 1,128.75 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 08:00 1,128.42 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 09:00 1,127.69 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 10:00 1,127.59 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 11:00 1,127.64 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 12:00 1,127.18 1,190.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/20 13:00 1,127.43 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 14:00 1,128.00 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 15:00 1,127.69 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 16:00 1,127.98 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 17:00 1,127.70 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 18:00 1,127.58 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 19:00 1,127.70 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 20:00 1,127.69 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 21:00 1,126.38 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 22:00 1,126.25 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/20 23:00 1,126.60 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 00:00 1,126.69 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 01:00 1,126.69 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 02:00 1,127.50 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 03:00 1,127.72 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 04:00 1,127.57 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 05:00 1,127.71 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 06:00 1,127.90 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 07:00 1,127.91 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 08:00 1,127.70 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 09:00 1,127.64 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 10:00 1,127.24 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 11:00 1,126.87 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 12:00 1,126.36 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 13:00 1,125.98 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 14:00 1,125.72 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 15:00 1,126.26 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 16:00 1,126.32 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 17:00 1,126.35 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 18:00 1,126.85 1,191.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/21 19:00 1,126.79 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 20:00 1,126.71 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 21:00 1,126.61 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 22:00 1,126.42 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/21 23:00 1,126.71 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 00:00 1,126.44 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 01:00 1,126.78 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 02:00 1,127.01 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 03:00 1,126.79 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 04:00 1,127.06 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 05:00 1,127.35 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 06:00 1,127.12 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 07:00 1,127.25 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 08:00 1,127.04 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 09:00 1,126.70 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 10:00 1,126.69 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 11:00 1,126.24 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 12:00 1,125.79 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 13:00 1,125.10 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 14:00 1,125.64 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 15:00 1,125.66 1,189.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 16:00 1,126.44 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 17:00 1,127.21 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 18:00 1,127.35 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 19:00 1,127.25 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 20:00 1,127.54 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 21:00 1,127.27 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 22:00 1,127.72 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/22 23:00 1,127.90 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 00:00 1,127.90 1,192.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/23 01:00 1,127.36 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 02:00 1,127.44 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 03:00 1,127.47 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 04:00 1,127.50 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 05:00 1,128.40 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 06:00 1,128.31 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 07:00 1,128.21 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 08:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 09:00 1,127.99 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 10:00 1,127.80 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 11:00 1,127.99 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 12:00 1,127.84 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 13:00 1,127.19 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 14:00 1,127.55 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 15:00 1,127.09 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 16:00 1,126.87 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 17:00 1,127.70 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 18:00 1,127.65 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 19:00 1,127.76 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 20:00 1,128.13 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 21:00 1,127.90 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 22:00 1,128.22 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/23 23:00 1,130.30 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 00:00 1,129.77 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 01:00 1,127.62 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 02:00 1,127.20 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 03:00 1,127.59 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 04:00 1,127.39 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 05:00 1,127.60 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 06:00 1,127.86 1,192.00 99.8 U2 Operating at full power on the grid.

Unit-2 Gen 287 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/24 07:00 1,127.35 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 08:00 1,127.60 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 09:00 1,127.53 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 10:00 1,126.95 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 11:00 1,126.90 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 12:00 1,127.14 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 13:00 1,126.59 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 14:00 1,126.49 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 15:00 1,126.21 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 16:00 1,126.60 1,182.00 99.7 U2 Operating at full power on the grid.
Unit 2 12/24 17:00 1,127.01 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 18:00 1,127.30 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 19:00 1,127.52 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 20:00 1,127.58 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 21:00 1,127.47 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 22:00 1,127.82 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/24 23:00 1,128.11 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 00:00 1,128.10 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 01:00 1,128.13 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 02:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 03:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 04:00 1,128.20 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 05:00 1,128.64 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 06:00 1,128.83 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 07:00 1,128.75 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 08:00 1,128.34 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 09:00 1,128.11 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 10:00 1,127.34 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 11:00 1,126.77 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 12:00 1,126.60 1,183.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/25 13:00 1,126.49 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 14:00 1,126.19 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 15:00 1,125.94 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 16:00 1,125.83 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 17:00 1,126.11 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 18:00 1,126.49 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 19:00 1,126.60 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 20:00 1,126.54 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 21:00 1,126.77 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 22:00 1,126.82 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/25 23:00 1,126.58 1,182.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 00:00 1,126.38 1,181.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 01:00 1,127.14 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 02:00 1,127.46 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 03:00 1,127.40 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 04:00 1,127.48 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 05:00 1,127.99 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 06:00 1,128.26 1,183.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 07:00 1,128.25 1,184.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 08:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 09:00 1,128.16 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 10:00 1,128.05 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 11:00 1,127.86 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 12:00 1,127.80 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 13:00 1,128.00 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 14:00 1,127.90 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 15:00 1,128.10 1,192.00 100.2 U2 Operating at full power on the grid.
Unit 2 12/26 16:00 1,128.25 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 17:00 1,128.54 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 18:00 1,128.29 1,192.00 99.9 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/26 19:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 20:00 1,128.44 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 21:00 1,128.75 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 22:00 1,128.97 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/26 23:00 1,128.64 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 00:00 1,128.30 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 01:00 1,128.12 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 02:00 1,128.26 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 03:00 1,127.95 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 04:00 1,128.61 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 05:00 1,129.03 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 06:00 1,129.08 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 07:00 1,129.41 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 08:00 1,129.49 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 09:00 1,129.30 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 10:00 1,129.19 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 11:00 1,128.99 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 12:00 1,128.53 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 13:00 1,128.10 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 14:00 1,127.99 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 15:00 1,127.80 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 16:00 1,127.90 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 17:00 1,127.89 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 18:00 1,127.80 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 19:00 1,128.52 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 20:00 1,128.56 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 21:00 1,128.67 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 22:00 1,129.09 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/27 23:00 1,129.51 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 00:00 1,129.51 1,192.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/28 01:00 1,129.72 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 02:00 1,129.69 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 03:00 1,129.84 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 04:00 1,129.44 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 05:00 1,129.48 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 06:00 1,129.79 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 07:00 1,129.52 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 08:00 1,129.97 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 09:00 1,130.12 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 10:00 1,129.58 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 11:00 1,129.51 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 12:00 1,129.21 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 13:00 1,128.69 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 14:00 1,128.91 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 15:00 1,128.34 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 16:00 1,127.99 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 17:00 1,128.74 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 18:00 1,129.14 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 19:00 1,129.14 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 20:00 1,129.21 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 21:00 1,129.44 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/28 22:00 1,129.57 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/28 23:00 1,130.24 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 00:00 1,130.06 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 01:00 1,130.09 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 02:00 1,130.19 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 03:00 1,129.67 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 04:00 1,129.56 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 05:00 1,129.93 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 06:00 1,129.79 1,193.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/29 07:00 1,129.87 1,194.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 08:00 1,130.19 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 09:00 1,130.07 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 10:00 1,129.94 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 11:00 1,130.02 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 12:00 1,129.78 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 13:00 1,129.41 1,193.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 14:00 1,129.14 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 15:00 1,128.73 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 16:00 1,128.84 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 17:00 1,128.88 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 18:00 1,128.59 1,191.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 19:00 1,128.80 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 20:00 1,128.89 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/29 21:00 1,129.02 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 22:00 1,129.02 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/29 23:00 1,129.03 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 00:00 1,128.99 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 01:00 1,129.16 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 02:00 1,129.53 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 03:00 1,129.30 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 04:00 1,129.55 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 05:00 1,130.07 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 06:00 1,129.61 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 07:00 1,129.64 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 08:00 1,129.94 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 09:00 1,129.67 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 10:00 1,129.75 1,194.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 11:00 1,129.64 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 12:00 1,129.31 1,192.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/30 13:00 1,128.79 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 14:00 1,128.51 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/30 15:00 1,128.18 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 16:00 1,128.06 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 17:00 1,127.96 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 18:00 1,127.77 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 19:00 1,127.65 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 20:00 1,128.06 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 21:00 1,128.18 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 22:00 1,128.59 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/30 23:00 1,128.63 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 00:00 1,128.60 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 01:00 1,128.56 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 02:00 1,128.71 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 03:00 1,128.39 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 04:00 1,128.26 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 05:00 1,128.47 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 06:00 1,128.50 1,193.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 07:00 1,128.65 1,192.00 99.9 U2 Operating at full power on the grid.
Unit 2 12/31 08:00 1,128.77 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 09:00 1,128.69 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 10:00 1,128.62 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 11:00 1,128.16 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 12:00 1,127.88 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 13:00 1,127.62 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 14:00 1,127.40 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 15:00 1,127.55 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 16:00 1,127.26 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 17:00 1,127.26 1,190.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 18:00 1,127.62 1,191.00 99.8 U2 Operating at full power on the grid.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Unit-2 Generation
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Unit 2 Main Meter PG-DIABLO-2   POWERGEN.MDAS.DC2MWR
Data Source: Secondary Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Reactor Power - DCPP PIMS, manually obtained via IRDS query.
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS PIMS PIMS
Unit 2 Unit 2 Unit 2

Average Gross Reactor
ISO Meter Secondary Power

Date Time Mwe Mwe Percent Operating Comments
Unit 2 12/31 19:00 1,127.58 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 20:00 1,127.90 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 21:00 1,127.99 1,191.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 22:00 1,128.42 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 12/31 23:00 1,128.43 1,192.00 99.8 U2 Operating at full power on the grid.
Unit 2 Total December 837,583.29 884,070.00 Average hourly generation:   ISO Meter = 1,125.78 Mw   PIMS = 1,188.27 Mw

Unit-2 Gen 294 of 294



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/01 00:00 -3.52 Normal incoming load.
Startup 01/01 01:00 -3.7 Normal incoming load.
Startup 01/01 02:00 -3.74 Normal incoming load.
Startup 01/01 03:00 -3.68 Normal incoming load.
Startup 01/01 04:00 -3.72 Normal incoming load.
Startup 01/01 05:00 -3.72 Normal incoming load.
Startup 01/01 06:00 -3.68 Normal incoming load.
Startup 01/01 07:00 -3.67 Normal incoming load.
Startup 01/01 08:00 -3.6 Normal incoming load.
Startup 01/01 09:00 -3.27 Normal incoming load.
Startup 01/01 10:00 -3.1 Normal incoming load.
Startup 01/01 11:00 -3.05 Normal incoming load.
Startup 01/01 12:00 -3.04 Normal incoming load.
Startup 01/01 13:00 -3.34 Normal incoming load.
Startup 01/01 14:00 -3.33 Normal incoming load.
Startup 01/01 15:00 -3.33 Normal incoming load.
Startup 01/01 16:00 -3.31 Normal incoming load.
Startup 01/01 17:00 -3.45 Normal incoming load.
Startup 01/01 18:00 -3.52 Normal incoming load.
Startup 01/01 19:00 -3.63 Normal incoming load.
Startup 01/01 20:00 -3.52 Normal incoming load.
Startup 01/01 21:00 -3.41 Normal incoming load.
Startup 01/01 22:00 -3.4 Normal incoming load.
Startup 01/01 23:00 -3.46 Normal incoming load.
Startup 01/02 00:00 -3.48 Normal incoming load.
Startup 01/02 01:00 -3.68 Normal incoming load.
Startup 01/02 02:00 -3.61 Normal incoming load.
Startup 01/02 03:00 -3.36 Normal incoming load.
Startup 01/02 04:00 -3.36 Normal incoming load.
Startup 01/02 05:00 -3.31 Normal incoming load.
Startup 01/02 06:00 -3.44 Normal incoming load.
Startup 01/02 07:00 -3.65 Normal incoming load.
Startup 01/02 08:00 -3.89 Normal incoming load.
Startup 01/02 09:00 -3.79 Normal incoming load.
Startup 01/02 10:00 -3.82 Normal incoming load.
Startup 01/02 11:00 -3.68 Normal incoming load.
Startup 01/02 12:00 -3.52 Normal incoming load.
Startup 01/02 13:00 -3.49 Normal incoming load.
Startup 01/02 14:00 -3.5 Normal incoming load.
Startup 01/02 15:00 -3.45 Normal incoming load.
Startup 01/02 16:00 -3.15 Normal incoming load.
Startup 01/02 17:00 -3.06 Normal incoming load.
Startup 01/02 18:00 -3.1 Normal incoming load.
Startup 01/02 19:00 -3.13 Normal incoming load.
Startup 01/02 20:00 -3.05 Normal incoming load.
Startup 01/02 21:00 -2.85 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/02 22:00 -2.84 Normal incoming load.
Startup 01/02 23:00 -2.83 Normal incoming load.
Startup 01/03 00:00 -2.92 Normal incoming load.
Startup 01/03 01:00 -3.07 Normal incoming load.
Startup 01/03 02:00 -3.12 Normal incoming load.
Startup 01/03 03:00 -3.14 Normal incoming load.
Startup 01/03 04:00 -3.14 Normal incoming load.
Startup 01/03 05:00 -3.23 Normal incoming load.
Startup 01/03 06:00 -3.37 Normal incoming load.
Startup 01/03 07:00 -3.49 Normal incoming load.
Startup 01/03 08:00 -3.56 Normal incoming load.
Startup 01/03 09:00 -3.57 Normal incoming load.
Startup 01/03 10:00 -3.34 Normal incoming load.
Startup 01/03 11:00 -3.38 Normal incoming load.
Startup 01/03 12:00 -3.53 Normal incoming load.
Startup 01/03 13:00 -3.59 Normal incoming load.
Startup 01/03 14:00 -3.57 Normal incoming load.
Startup 01/03 15:00 -3.39 Normal incoming load.
Startup 01/03 16:00 -3.2 Normal incoming load.
Startup 01/03 17:00 -3.11 Normal incoming load.
Startup 01/03 18:00 -3.11 Normal incoming load.
Startup 01/03 19:00 -3.1 Normal incoming load.
Startup 01/03 20:00 -3.09 Normal incoming load.
Startup 01/03 21:00 -3.19 Normal incoming load.
Startup 01/03 22:00 -3.13 Normal incoming load.
Startup 01/03 23:00 -3.14 Normal incoming load.
Startup 01/04 00:00 -3.21 Normal incoming load.
Startup 01/04 01:00 -3.34 Normal incoming load.
Startup 01/04 02:00 -3.33 Normal incoming load.
Startup 01/04 03:00 -3.38 Normal incoming load.
Startup 01/04 04:00 -3.38 Normal incoming load.
Startup 01/04 05:00 -3.46 Normal incoming load.
Startup 01/04 06:00 -3.53 Normal incoming load.
Startup 01/04 07:00 -3.58 Normal incoming load.
Startup 01/04 08:00 -3.56 Normal incoming load.
Startup 01/04 09:00 -3.47 Normal incoming load.
Startup 01/04 10:00 -3.51 Normal incoming load.
Startup 01/04 11:00 -3.52 Normal incoming load.
Startup 01/04 12:00 -3.72 Normal incoming load.
Startup 01/04 13:00 -3.75 Normal incoming load.
Startup 01/04 14:00 -3.73 Normal incoming load.
Startup 01/04 15:00 -3.49 Normal incoming load.
Startup 01/04 16:00 -3.49 Normal incoming load.
Startup 01/04 17:00 -3.59 Normal incoming load.
Startup 01/04 18:00 -3.59 Normal incoming load.
Startup 01/04 19:00 -3.59 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/04 20:00 -3.5 Normal incoming load.
Startup 01/04 21:00 -3.43 Normal incoming load.
Startup 01/04 22:00 -3.34 Normal incoming load.
Startup 01/04 23:00 -3.26 Normal incoming load.
Startup 01/05 00:00 -3.31 Normal incoming load.
Startup 01/05 01:00 -3.45 Normal incoming load.
Startup 01/05 02:00 -3.49 Normal incoming load.
Startup 01/05 03:00 -3.47 Normal incoming load.
Startup 01/05 04:00 -3.47 Normal incoming load.
Startup 01/05 05:00 -3.47 Normal incoming load.
Startup 01/05 06:00 -3.43 Normal incoming load.
Startup 01/05 07:00 -3.41 Normal incoming load.
Startup 01/05 08:00 -3.39 Normal incoming load.
Startup 01/05 09:00 -3.34 Normal incoming load.
Startup 01/05 10:00 -3.22 Normal incoming load.
Startup 01/05 11:00 -2.97 Normal incoming load.
Startup 01/05 12:00 -3.22 Normal incoming load.
Startup 01/05 13:00 -3.21 Normal incoming load.
Startup 01/05 14:00 -3.14 Normal incoming load.
Startup 01/05 15:00 -3.17 Normal incoming load.
Startup 01/05 16:00 -3.19 Normal incoming load.
Startup 01/05 17:00 -2.93 Normal incoming load.
Startup 01/05 18:00 -2.87 Normal incoming load.
Startup 01/05 19:00 -3 Normal incoming load.
Startup 01/05 20:00 -3.12 Normal incoming load.
Startup 01/05 21:00 -3.14 Normal incoming load.
Startup 01/05 22:00 -3.14 Normal incoming load.
Startup 01/05 23:00 -3.14 Normal incoming load.
Startup 01/06 00:00 -3.14 Normal incoming load.
Startup 01/06 01:00 -3.14 Normal incoming load.
Startup 01/06 02:00 -3.14 Normal incoming load.
Startup 01/06 03:00 -3.14 Normal incoming load.
Startup 01/06 04:00 -3.14 Normal incoming load.
Startup 01/06 05:00 -3.14 Normal incoming load.
Startup 01/06 06:00 -3.14 Normal incoming load.
Startup 01/06 07:00 -3.14 Normal incoming load.
Startup 01/06 08:00 -3.14 Normal incoming load.
Startup 01/06 09:00 -3.14 Normal incoming load.
Startup 01/06 10:00 -3.14 Normal incoming load.
Startup 01/06 11:00 -3.14 Normal incoming load.
Startup 01/06 12:00 -3.14 Normal incoming load.
Startup 01/06 13:00 -3.14 Normal incoming load.
Startup 01/06 14:00 -3.12 Normal incoming load.
Startup 01/06 15:00 -3.23 Normal incoming load.
Startup 01/06 16:00 -3.24 Normal incoming load.
Startup 01/06 17:00 -3.25 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/06 18:00 -3.28 Normal incoming load.
Startup 01/06 19:00 -3.31 Normal incoming load.
Startup 01/06 20:00 -3.31 Normal incoming load.
Startup 01/06 21:00 -3.33 Normal incoming load.
Startup 01/06 22:00 -3.28 Normal incoming load.
Startup 01/06 23:00 -3.23 Normal incoming load.
Startup 01/07 00:00 -3.32 Normal incoming load.
Startup 01/07 01:00 -3.45 Normal incoming load.
Startup 01/07 02:00 -3.43 Normal incoming load.
Startup 01/07 03:00 -3.43 Normal incoming load.
Startup 01/07 04:00 -3.29 Normal incoming load.
Startup 01/07 05:00 -3.4 Normal incoming load.
Startup 01/07 06:00 -3.61 Normal incoming load.
Startup 01/07 07:00 -3.75 Normal incoming load.
Startup 01/07 08:00 -3.7 Normal incoming load.
Startup 01/07 09:00 -3.73 Normal incoming load.
Startup 01/07 10:00 -3.81 Normal incoming load.
Startup 01/07 11:00 -3.73 Normal incoming load.
Startup 01/07 12:00 -3.61 Normal incoming load.
Startup 01/07 13:00 -3.55 Normal incoming load.
Startup 01/07 14:00 -3.52 Normal incoming load.
Startup 01/07 15:00 -3.44 Normal incoming load.
Startup 01/07 16:00 -3.33 Normal incoming load.
Startup 01/07 17:00 -3.31 Normal incoming load.
Startup 01/07 18:00 -3.41 Normal incoming load.
Startup 01/07 19:00 -3.46 Normal incoming load.
Startup 01/07 20:00 -3.5 Normal incoming load.
Startup 01/07 21:00 -3.32 Normal incoming load.
Startup 01/07 22:00 -3.33 Normal incoming load.
Startup 01/07 23:00 -3.31 Normal incoming load.
Startup 01/08 00:00 -3.35 Normal incoming load.
Startup 01/08 01:00 -3.43 Normal incoming load.
Startup 01/08 02:00 -3.38 Normal incoming load.
Startup 01/08 03:00 -3.46 Normal incoming load.
Startup 01/08 04:00 -3.53 Normal incoming load.
Startup 01/08 05:00 -3.59 Normal incoming load.
Startup 01/08 06:00 -3.73 Normal incoming load.
Startup 01/08 07:00 -3.86 Normal incoming load.
Startup 01/08 08:00 -3.78 Normal incoming load.
Startup 01/08 09:00 -3.72 Normal incoming load.
Startup 01/08 10:00 -3.78 Normal incoming load.
Startup 01/08 11:00 -3.7 Normal incoming load.
Startup 01/08 12:00 -3.56 Normal incoming load.
Startup 01/08 13:00 -3.56 Normal incoming load.
Startup 01/08 14:00 -3.53 Normal incoming load.
Startup 01/08 15:00 -3.63 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/08 16:00 -3.44 Normal incoming load.
Startup 01/08 17:00 -3.35 Normal incoming load.
Startup 01/08 18:00 -3.3 Normal incoming load.
Startup 01/08 19:00 -3.2 Normal incoming load.
Startup 01/08 20:00 -3.25 Normal incoming load.
Startup 01/08 21:00 -3.14 Normal incoming load.
Startup 01/08 22:00 -3.07 Normal incoming load.
Startup 01/08 23:00 -3.09 Normal incoming load.
Startup 01/09 00:00 -3.11 Normal incoming load.
Startup 01/09 01:00 -3.19 Normal incoming load.
Startup 01/09 02:00 -3.23 Normal incoming load.
Startup 01/09 03:00 -3.18 Normal incoming load.
Startup 01/09 04:00 -3.32 Normal incoming load.
Startup 01/09 05:00 -3.38 Normal incoming load.
Startup 01/09 06:00 -3.65 Normal incoming load.
Startup 01/09 07:00 -3.76 Normal incoming load.
Startup 01/09 08:00 -3.89 Normal incoming load.
Startup 01/09 09:00 -3.9 Normal incoming load.
Startup 01/09 10:00 -3.81 Normal incoming load.
Startup 01/09 11:00 -3.59 Normal incoming load.
Startup 01/09 12:00 -3.54 Normal incoming load.
Startup 01/09 13:00 -3.55 Normal incoming load.
Startup 01/09 14:00 -3.47 Normal incoming load.
Startup 01/09 15:00 -3.4 Normal incoming load.
Startup 01/09 16:00 -3.24 Normal incoming load.
Startup 01/09 17:00 -3.25 Normal incoming load.
Startup 01/09 18:00 -3.25 Normal incoming load.
Startup 01/09 19:00 -3.27 Normal incoming load.
Startup 01/09 20:00 -3.21 Normal incoming load.
Startup 01/09 21:00 -3.04 Normal incoming load.
Startup 01/09 22:00 -3.06 Normal incoming load.
Startup 01/09 23:00 -3.09 Normal incoming load.
Startup 01/10 00:00 -3.12 Normal incoming load.
Startup 01/10 01:00 -3.21 Normal incoming load.
Startup 01/10 02:00 -3.22 Normal incoming load.
Startup 01/10 03:00 -3.18 Normal incoming load.
Startup 01/10 04:00 -3.22 Normal incoming load.
Startup 01/10 05:00 -3.32 Normal incoming load.
Startup 01/10 06:00 -3.58 Normal incoming load.
Startup 01/10 07:00 -3.68 Normal incoming load.
Startup 01/10 08:00 -3.67 Normal incoming load.
Startup 01/10 09:00 -3.62 Normal incoming load.
Startup 01/10 10:00 -3.61 Normal incoming load.
Startup 01/10 11:00 -3.57 Normal incoming load.
Startup 01/10 12:00 -3.45 Normal incoming load.
Startup 01/10 13:00 -3.45 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/10 14:00 -3.43 Normal incoming load.
Startup 01/10 15:00 -3.4 Normal incoming load.
Startup 01/10 16:00 -3.18 Normal incoming load.
Startup 01/10 17:00 -3.15 Normal incoming load.
Startup 01/10 18:00 -3.19 Normal incoming load.
Startup 01/10 19:00 -3.17 Normal incoming load.
Startup 01/10 20:00 -3.05 Normal incoming load.
Startup 01/10 21:00 -2.89 Normal incoming load.
Startup 01/10 22:00 -2.86 Normal incoming load.
Startup 01/10 23:00 -2.85 Normal incoming load.
Startup 01/11 00:00 -2.93 Normal incoming load.
Startup 01/11 01:00 -3.05 Normal incoming load.
Startup 01/11 02:00 -3.06 Normal incoming load.
Startup 01/11 03:00 -3.08 Normal incoming load.
Startup 01/11 04:00 -3.12 Normal incoming load.
Startup 01/11 05:00 -3.24 Normal incoming load.
Startup 01/11 06:00 -3.29 Normal incoming load.
Startup 01/11 07:00 -3.33 Normal incoming load.
Startup 01/11 08:00 -3.2 Normal incoming load.
Startup 01/11 09:00 -3.18 Normal incoming load.
Startup 01/11 10:00 -3.24 Normal incoming load.
Startup 01/11 11:00 -3.27 Normal incoming load.
Startup 01/11 12:00 -3.37 Normal incoming load.
Startup 01/11 13:00 -3.35 Normal incoming load.
Startup 01/11 14:00 -3.23 Normal incoming load.
Startup 01/11 15:00 -3.15 Normal incoming load.
Startup 01/11 16:00 -3.06 Normal incoming load.
Startup 01/11 17:00 -3.27 Normal incoming load.
Startup 01/11 18:00 -3.34 Normal incoming load.
Startup 01/11 19:00 -3.35 Normal incoming load.
Startup 01/11 20:00 -3.21 Normal incoming load.
Startup 01/11 21:00 -3.11 Normal incoming load.
Startup 01/11 22:00 -2.97 Normal incoming load.
Startup 01/11 23:00 -3.03 Normal incoming load.
Startup 01/12 00:00 -3.13 Normal incoming load.
Startup 01/12 01:00 -3.25 Normal incoming load.
Startup 01/12 02:00 -3.32 Normal incoming load.
Startup 01/12 03:00 -3.34 Normal incoming load.
Startup 01/12 04:00 -3.33 Normal incoming load.
Startup 01/12 05:00 -3.36 Normal incoming load.
Startup 01/12 06:00 -3.34 Normal incoming load.
Startup 01/12 07:00 -3.31 Normal incoming load.
Startup 01/12 08:00 -3.06 Normal incoming load.
Startup 01/12 09:00 -3.06 Normal incoming load.
Startup 01/12 10:00 -3.15 Normal incoming load.
Startup 01/12 11:00 -3.26 Normal incoming load.

Start-Up Load 6 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/12 12:00 -3.23 Normal incoming load.
Startup 01/12 13:00 -3.25 Normal incoming load.
Startup 01/12 14:00 -3.27 Normal incoming load.
Startup 01/12 15:00 -3.19 Normal incoming load.
Startup 01/12 16:00 -3.09 Normal incoming load.
Startup 01/12 17:00 -3 Normal incoming load.
Startup 01/12 18:00 -2.99 Normal incoming load.
Startup 01/12 19:00 -3 Normal incoming load.
Startup 01/12 20:00 -2.95 Normal incoming load.
Startup 01/12 21:00 -2.97 Normal incoming load.
Startup 01/12 22:00 -2.97 Normal incoming load.
Startup 01/12 23:00 -2.92 Normal incoming load.
Startup 01/13 00:00 -3.05 Normal incoming load.
Startup 01/13 01:00 -3.22 Normal incoming load.
Startup 01/13 02:00 -3.2 Normal incoming load.
Startup 01/13 03:00 -3.19 Normal incoming load.
Startup 01/13 04:00 -3.25 Normal incoming load.
Startup 01/13 05:00 -3.25 Normal incoming load.
Startup 01/13 06:00 -3.27 Normal incoming load.
Startup 01/13 07:00 -3.19 Normal incoming load.
Startup 01/13 08:00 -3.12 Normal incoming load.
Startup 01/13 09:00 -3.16 Normal incoming load.
Startup 01/13 10:00 -3.19 Normal incoming load.
Startup 01/13 11:00 -3.17 Normal incoming load.
Startup 01/13 12:00 -3.14 Normal incoming load.
Startup 01/13 13:00 -3.2 Normal incoming load.
Startup 01/13 14:00 -3.2 Normal incoming load.
Startup 01/13 15:00 -3.09 Normal incoming load.
Startup 01/13 16:00 -2.99 Normal incoming load.
Startup 01/13 17:00 -2.99 Normal incoming load.
Startup 01/13 18:00 -2.95 Normal incoming load.
Startup 01/13 19:00 -2.95 Normal incoming load.
Startup 01/13 20:00 -2.95 Normal incoming load.
Startup 01/13 21:00 -2.93 Normal incoming load.
Startup 01/13 22:00 -2.95 Normal incoming load.
Startup 01/13 23:00 -2.98 Normal incoming load.
Startup 01/14 00:00 -3.1 Normal incoming load.
Startup 01/14 01:00 -3.25 Normal incoming load.
Startup 01/14 02:00 -3.3 Normal incoming load.
Startup 01/14 03:00 -3.31 Normal incoming load.
Startup 01/14 04:00 -3.44 Normal incoming load.
Startup 01/14 05:00 -3.44 Normal incoming load.
Startup 01/14 06:00 -3.73 Normal incoming load.
Startup 01/14 07:00 -3.81 Normal incoming load.
Startup 01/14 08:00 -3.75 Normal incoming load.
Startup 01/14 09:00 -3.58 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/14 10:00 -3.43 Normal incoming load.
Startup 01/14 11:00 -3.48 Normal incoming load.
Startup 01/14 12:00 -3.66 Normal incoming load.
Startup 01/14 13:00 -3.58 Normal incoming load.
Startup 01/14 14:00 -3.5 Normal incoming load.
Startup 01/14 15:00 -3.64 Normal incoming load.
Startup 01/14 16:00 -3.43 Normal incoming load.
Startup 01/14 17:00 -3.3 Normal incoming load.
Startup 01/14 18:00 -3.38 Normal incoming load.
Startup 01/14 19:00 -3.39 Normal incoming load.
Startup 01/14 20:00 -3.32 Normal incoming load.
Startup 01/14 21:00 -3.12 Normal incoming load.
Startup 01/14 22:00 -3.17 Normal incoming load.
Startup 01/14 23:00 -3.21 Normal incoming load.
Startup 01/15 00:00 -3.27 Normal incoming load.
Startup 01/15 01:00 -3.5 Normal incoming load.
Startup 01/15 02:00 -3.49 Normal incoming load.
Startup 01/15 03:00 -3.46 Normal incoming load.
Startup 01/15 04:00 -3.52 Normal incoming load.
Startup 01/15 05:00 -3.62 Normal incoming load.
Startup 01/15 06:00 -3.88 Normal incoming load.
Startup 01/15 07:00 -4.03 Normal incoming load.
Startup 01/15 08:00 -4.12 Normal incoming load.
Startup 01/15 09:00 -4.09 Normal incoming load.
Startup 01/15 10:00 -3.83 Normal incoming load.
Startup 01/15 11:00 -3.8 Normal incoming load.
Startup 01/15 12:00 -3.71 Normal incoming load.
Startup 01/15 13:00 -3.8 Normal incoming load.
Startup 01/15 14:00 -4.05 Normal incoming load.
Startup 01/15 15:00 -3.99 Normal incoming load.
Startup 01/15 16:00 -3.79 Normal incoming load.
Startup 01/15 17:00 -3.86 Normal incoming load.
Startup 01/15 18:00 -3.83 Normal incoming load.
Startup 01/15 19:00 -3.83 Normal incoming load.
Startup 01/15 20:00 -3.69 Normal incoming load.
Startup 01/15 21:00 -3.6 Normal incoming load.
Startup 01/15 22:00 -3.59 Normal incoming load.
Startup 01/15 23:00 -3.52 Normal incoming load.
Startup 01/16 00:00 -3.57 Normal incoming load.
Startup 01/16 01:00 -3.75 Normal incoming load.
Startup 01/16 02:00 -3.82 Normal incoming load.
Startup 01/16 03:00 -3.79 Normal incoming load.
Startup 01/16 04:00 -3.84 Normal incoming load.
Startup 01/16 05:00 -3.92 Normal incoming load.
Startup 01/16 06:00 -4.01 Normal incoming load.
Startup 01/16 07:00 -3.94 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/16 08:00 -3.61 Normal incoming load.
Startup 01/16 09:00 -3.77 Normal incoming load.
Startup 01/16 10:00 -3.65 Normal incoming load.
Startup 01/16 11:00 -3.66 Normal incoming load.
Startup 01/16 12:00 -3.59 Normal incoming load.
Startup 01/16 13:00 -3.44 Normal incoming load.
Startup 01/16 14:00 -3.99 Normal incoming load.
Startup 01/16 15:00 -3.83 Normal incoming load.
Startup 01/16 16:00 -3.66 Normal incoming load.
Startup 01/16 17:00 -3.69 Normal incoming load.
Startup 01/16 18:00 -3.82 Normal incoming load.
Startup 01/16 19:00 -3.83 Normal incoming load.
Startup 01/16 20:00 -3.71 Normal incoming load.
Startup 01/16 21:00 -3.59 Normal incoming load.
Startup 01/16 22:00 -3.53 Normal incoming load.
Startup 01/16 23:00 -3.53 Normal incoming load.
Startup 01/17 00:00 -3.56 Normal incoming load.
Startup 01/17 01:00 -3.77 Normal incoming load.
Startup 01/17 02:00 -3.75 Normal incoming load.
Startup 01/17 03:00 -3.76 Normal incoming load.
Startup 01/17 04:00 -3.88 Normal incoming load.
Startup 01/17 05:00 -3.91 Normal incoming load.
Startup 01/17 06:00 -4.2 Normal incoming load.
Startup 01/17 07:00 -4.3 Normal incoming load.
Startup 01/17 08:00 -4.29 Normal incoming load.
Startup 01/17 09:00 -4.06 Normal incoming load.
Startup 01/17 10:00 -4.08 Normal incoming load.
Startup 01/17 11:00 -3.87 Normal incoming load.
Startup 01/17 12:00 -3.69 Normal incoming load.
Startup 01/17 13:00 -3.6 Normal incoming load.
Startup 01/17 14:00 -3.58 Normal incoming load.
Startup 01/17 15:00 -3.62 Normal incoming load.
Startup 01/17 16:00 -3.71 Normal incoming load.
Startup 01/17 17:00 -3.7 Normal incoming load.
Startup 01/17 18:00 -3.67 Normal incoming load.
Startup 01/17 19:00 -3.74 Normal incoming load.
Startup 01/17 20:00 -3.7 Normal incoming load.
Startup 01/17 21:00 -3.61 Normal incoming load.
Startup 01/17 22:00 -3.62 Normal incoming load.
Startup 01/17 23:00 -3.63 Normal incoming load.
Startup 01/18 00:00 -3.67 Normal incoming load.
Startup 01/18 01:00 -3.74 Normal incoming load.
Startup 01/18 02:00 -3.74 Normal incoming load.
Startup 01/18 03:00 -3.78 Normal incoming load.
Startup 01/18 04:00 -3.78 Normal incoming load.
Startup 01/18 05:00 -3.87 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
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Startup 01/18 06:00 -4.12 Normal incoming load.
Startup 01/18 07:00 -4.16 Normal incoming load.
Startup 01/18 08:00 -4.23 Normal incoming load.
Startup 01/18 09:00 -4.14 Normal incoming load.
Startup 01/18 10:00 -4.02 Normal incoming load.
Startup 01/18 11:00 -4.07 Normal incoming load.
Startup 01/18 12:00 -3.76 Normal incoming load.
Startup 01/18 13:00 -3.54 Normal incoming load.
Startup 01/18 14:00 -3.62 Normal incoming load.
Startup 01/18 15:00 -3.54 Normal incoming load.
Startup 01/18 16:00 -3.56 Normal incoming load.
Startup 01/18 17:00 -3.63 Normal incoming load.
Startup 01/18 18:00 -3.66 Normal incoming load.
Startup 01/18 19:00 -3.72 Normal incoming load.
Startup 01/18 20:00 -3.69 Normal incoming load.
Startup 01/18 21:00 -3.64 Normal incoming load.
Startup 01/18 22:00 -3.6 Normal incoming load.
Startup 01/18 23:00 -3.59 Normal incoming load.
Startup 01/19 00:00 -3.7 Normal incoming load.
Startup 01/19 01:00 -3.86 Normal incoming load.
Startup 01/19 02:00 -3.89 Normal incoming load.
Startup 01/19 03:00 -3.92 Normal incoming load.
Startup 01/19 04:00 -3.92 Normal incoming load.
Startup 01/19 05:00 -4 Normal incoming load.
Startup 01/19 06:00 -4.01 Normal incoming load.
Startup 01/19 07:00 -4.06 Normal incoming load.
Startup 01/19 08:00 -3.98 Normal incoming load.
Startup 01/19 09:00 -3.81 Normal incoming load.
Startup 01/19 10:00 -3.72 Normal incoming load.
Startup 01/19 11:00 -3.64 Normal incoming load.
Startup 01/19 12:00 -3.42 Normal incoming load.
Startup 01/19 13:00 -3.35 Normal incoming load.
Startup 01/19 14:00 -3.37 Normal incoming load.
Startup 01/19 15:00 -3.36 Normal incoming load.
Startup 01/19 16:00 -3.27 Normal incoming load.
Startup 01/19 17:00 -3.22 Normal incoming load.
Startup 01/19 18:00 -3.14 Normal incoming load.
Startup 01/19 19:00 -3.19 Normal incoming load.
Startup 01/19 20:00 -3.2 Normal incoming load.
Startup 01/19 21:00 -3.23 Normal incoming load.
Startup 01/19 22:00 -3.23 Normal incoming load.
Startup 01/19 23:00 -3.26 Normal incoming load.
Startup 01/20 00:00 -3.36 Normal incoming load.
Startup 01/20 01:00 -3.53 Normal incoming load.
Startup 01/20 02:00 -3.48 Normal incoming load.
Startup 01/20 03:00 -3.51 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
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ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 01/20 04:00 -3.55 Normal incoming load.
Startup 01/20 05:00 -3.57 Normal incoming load.
Startup 01/20 06:00 -3.58 Normal incoming load.
Startup 01/20 07:00 -3.57 Normal incoming load.
Startup 01/20 08:00 -3.5 Normal incoming load.
Startup 01/20 09:00 -3.35 Normal incoming load.
Startup 01/20 10:00 -3.34 Normal incoming load.
Startup 01/20 11:00 -3.34 Normal incoming load.
Startup 01/20 12:00 -3.31 Normal incoming load.
Startup 01/20 13:00 -3.29 Normal incoming load.
Startup 01/20 14:00 -3.26 Normal incoming load.
Startup 01/20 15:00 -3.31 Normal incoming load.
Startup 01/20 16:00 -3.34 Normal incoming load.
Startup 01/20 17:00 -3.39 Normal incoming load.
Startup 01/20 18:00 -3.39 Normal incoming load.
Startup 01/20 19:00 -3.41 Normal incoming load.
Startup 01/20 20:00 -3.34 Normal incoming load.
Startup 01/20 21:00 -3.33 Normal incoming load.
Startup 01/20 22:00 -3.34 Normal incoming load.
Startup 01/20 23:00 -3.33 Normal incoming load.
Startup 01/21 00:00 -3.39 Normal incoming load.
Startup 01/21 01:00 -3.54 Normal incoming load.
Startup 01/21 02:00 -3.51 Normal incoming load.
Startup 01/21 03:00 -3.55 Normal incoming load.
Startup 01/21 04:00 -3.56 Normal incoming load.
Startup 01/21 05:00 -3.68 Normal incoming load.
Startup 01/21 06:00 -3.77 Normal incoming load.
Startup 01/21 07:00 -3.78 Normal incoming load.
Startup 01/21 08:00 -3.8 Normal incoming load.
Startup 01/21 09:00 -3.8 Normal incoming load.
Startup 01/21 10:00 -3.8 Normal incoming load.
Startup 01/21 11:00 -3.8 Normal incoming load.
Startup 01/21 12:00 -3.8 Normal incoming load.
Startup 01/21 13:00 -3.8 Normal incoming load.
Startup 01/21 14:00 -3.8 Normal incoming load.
Startup 01/21 15:00 -3.2 Normal incoming load.
Startup 01/21 16:00 -3.03 Normal incoming load.
Startup 01/21 17:00 -3.11 Normal incoming load.
Startup 01/21 18:00 -3.08 Normal incoming load.
Startup 01/21 19:00 -3.12 Normal incoming load.
Startup 01/21 20:00 -3.14 Normal incoming load.
Startup 01/21 21:00 -3.16 Normal incoming load.
Startup 01/21 22:00 -3.16 Normal incoming load.
Startup 01/21 23:00 -3.09 Normal incoming load.
Startup 01/22 00:00 -3.16 Normal incoming load.
Startup 01/22 01:00 -3.19 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
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Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Start-Up
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ISO Meter
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Startup 01/22 02:00 -3.22 Normal incoming load.
Startup 01/22 03:00 -3.19 Normal incoming load.
Startup 01/22 04:00 -3.29 Normal incoming load.
Startup 01/22 05:00 -3.46 Normal incoming load.
Startup 01/22 06:00 -3.68 Normal incoming load.
Startup 01/22 07:00 -3.7 Normal incoming load.
Startup 01/22 08:00 -3.84 Normal incoming load.
Startup 01/22 09:00 -4.18 Normal incoming load.
Startup 01/22 10:00 -4.15 Normal incoming load.
Startup 01/22 11:00 -3.98 Normal incoming load.
Startup 01/22 12:00 -3.96 Normal incoming load.
Startup 01/22 13:00 -4.12 Normal incoming load.
Startup 01/22 14:00 -4.37 Normal incoming load.
Startup 01/22 15:00 -4.28 Normal incoming load.
Startup 01/22 16:00 -4.13 Normal incoming load.
Startup 01/22 17:00 -4.19 Normal incoming load.
Startup 01/22 18:00 -4.13 Normal incoming load.
Startup 01/22 19:00 -4.19 Normal incoming load.
Startup 01/22 20:00 -4.05 Normal incoming load.
Startup 01/22 21:00 -3.96 Normal incoming load.
Startup 01/22 22:00 -3.93 Normal incoming load.
Startup 01/22 23:00 -3.9 Normal incoming load.
Startup 01/23 00:00 -3.9 Normal incoming load.
Startup 01/23 01:00 -4.08 Normal incoming load.
Startup 01/23 02:00 -4.07 Normal incoming load.
Startup 01/23 03:00 -4.02 Normal incoming load.
Startup 01/23 04:00 -4.04 Normal incoming load.
Startup 01/23 05:00 -4.13 Normal incoming load.
Startup 01/23 06:00 -4.23 Normal incoming load.
Startup 01/23 07:00 -4.42 Normal incoming load.
Startup 01/23 08:00 -4.47 Normal incoming load.
Startup 01/23 09:00 -4.54 Normal incoming load.
Startup 01/23 10:00 -4.53 Normal incoming load.
Startup 01/23 11:00 -4.51 Normal incoming load.
Startup 01/23 12:00 -4.54 Normal incoming load.
Startup 01/23 13:00 -4.64 Normal incoming load.
Startup 01/23 14:00 -4.34 Normal incoming load.
Startup 01/23 15:00 -4.27 Normal incoming load.
Startup 01/23 16:00 -3.96 Normal incoming load.
Startup 01/23 17:00 -4.1 Normal incoming load.
Startup 01/23 18:00 -4.29 Normal incoming load.
Startup 01/23 19:00 -4.34 Normal incoming load.
Startup 01/23 20:00 -4.15 Normal incoming load.
Startup 01/23 21:00 -4.05 Normal incoming load.
Startup 01/23 22:00 -4.06 Normal incoming load.
Startup 01/23 23:00 -4.06 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
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ATS
Start-Up
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ISO Meter
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Startup 01/24 00:00 -4.07 Normal incoming load.
Startup 01/24 01:00 -4.07 Normal incoming load.
Startup 01/24 02:00 -4.04 Normal incoming load.
Startup 01/24 03:00 -4.03 Normal incoming load.
Startup 01/24 04:00 -4.03 Normal incoming load.
Startup 01/24 05:00 -4.2 Normal incoming load.
Startup 01/24 06:00 -4.43 Normal incoming load.
Startup 01/24 07:00 -4.6 Normal incoming load.
Startup 01/24 08:00 -4.57 Normal incoming load.
Startup 01/24 09:00 -4.69 Normal incoming load.
Startup 01/24 10:00 -4.93 Normal incoming load.
Startup 01/24 11:00 -4.82 Normal incoming load.
Startup 01/24 12:00 -4.86 Normal incoming load.
Startup 01/24 13:00 -4.69 Normal incoming load.
Startup 01/24 14:00 -4.6 Normal incoming load.
Startup 01/24 15:00 -4.51 Normal incoming load.
Startup 01/24 16:00 -4.31 Normal incoming load.
Startup 01/24 17:00 -4.3 Normal incoming load.
Startup 01/24 18:00 -4.27 Normal incoming load.
Startup 01/24 19:00 -4.2 Normal incoming load.
Startup 01/24 20:00 -4.17 Normal incoming load.
Startup 01/24 21:00 -3.99 Normal incoming load.
Startup 01/24 22:00 -3.96 Normal incoming load.
Startup 01/24 23:00 -3.93 Normal incoming load.
Startup 01/25 00:00 -4.01 Normal incoming load.
Startup 01/25 01:00 -4.16 Normal incoming load.
Startup 01/25 02:00 -4.15 Normal incoming load.
Startup 01/25 03:00 -4.14 Normal incoming load.
Startup 01/25 04:00 -4.18 Normal incoming load.
Startup 01/25 05:00 -4.24 Normal incoming load.
Startup 01/25 06:00 -4.42 Normal incoming load.
Startup 01/25 07:00 -4.38 Normal incoming load.
Startup 01/25 08:00 -4.51 Normal incoming load.
Startup 01/25 09:00 -4.42 Normal incoming load.
Startup 01/25 10:00 -4.13 Normal incoming load.
Startup 01/25 11:00 -4.04 Normal incoming load.
Startup 01/25 12:00 -4.01 Normal incoming load.
Startup 01/25 13:00 -4.01 Normal incoming load.
Startup 01/25 14:00 -3.86 Normal incoming load.
Startup 01/25 15:00 -3.85 Normal incoming load.
Startup 01/25 16:00 -3.69 Normal incoming load.
Startup 01/25 17:00 -3.63 Normal incoming load.
Startup 01/25 18:00 -3.64 Normal incoming load.
Startup 01/25 19:00 -3.66 Normal incoming load.
Startup 01/25 20:00 -3.51 Normal incoming load.
Startup 01/25 21:00 -3.38 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/25 22:00 -3.36 Normal incoming load.
Startup 01/25 23:00 -3.35 Normal incoming load.
Startup 01/26 00:00 -3.41 Normal incoming load.
Startup 01/26 01:00 -3.63 Normal incoming load.
Startup 01/26 02:00 -3.59 Normal incoming load.
Startup 01/26 03:00 -3.52 Normal incoming load.
Startup 01/26 04:00 -3.57 Normal incoming load.
Startup 01/26 05:00 -3.63 Normal incoming load.
Startup 01/26 06:00 -3.69 Normal incoming load.
Startup 01/26 07:00 -3.71 Normal incoming load.
Startup 01/26 08:00 -3.69 Normal incoming load.
Startup 01/26 09:00 -3.6 Normal incoming load.
Startup 01/26 10:00 -3.45 Normal incoming load.
Startup 01/26 11:00 -3.32 Normal incoming load.
Startup 01/26 12:00 -3.2 Normal incoming load.
Startup 01/26 13:00 -3.11 Normal incoming load.
Startup 01/26 14:00 -3.04 Normal incoming load.
Startup 01/26 15:00 -3.06 Normal incoming load.
Startup 01/26 16:00 -3.02 Normal incoming load.
Startup 01/26 17:00 -2.96 Normal incoming load.
Startup 01/26 18:00 -2.87 Normal incoming load.
Startup 01/26 19:00 -2.85 Normal incoming load.
Startup 01/26 20:00 -2.93 Normal incoming load.
Startup 01/26 21:00 -2.95 Normal incoming load.
Startup 01/26 22:00 -2.99 Normal incoming load.
Startup 01/26 23:00 -2.97 Normal incoming load.
Startup 01/27 00:00 -3.12 Normal incoming load.
Startup 01/27 01:00 -3.25 Normal incoming load.
Startup 01/27 02:00 -3.33 Normal incoming load.
Startup 01/27 03:00 -3.32 Normal incoming load.
Startup 01/27 04:00 -3.39 Normal incoming load.
Startup 01/27 05:00 -3.39 Normal incoming load.
Startup 01/27 06:00 -3.4 Normal incoming load.
Startup 01/27 07:00 -3.34 Normal incoming load.
Startup 01/27 08:00 -3.32 Normal incoming load.
Startup 01/27 09:00 -3.29 Normal incoming load.
Startup 01/27 10:00 -3.31 Normal incoming load.
Startup 01/27 11:00 -3.25 Normal incoming load.
Startup 01/27 12:00 -3.24 Normal incoming load.
Startup 01/27 13:00 -3.15 Normal incoming load.
Startup 01/27 14:00 -3.09 Normal incoming load.
Startup 01/27 15:00 -3.06 Normal incoming load.
Startup 01/27 16:00 -3.07 Normal incoming load.
Startup 01/27 17:00 -3.08 Normal incoming load.
Startup 01/27 18:00 -3.07 Normal incoming load.
Startup 01/27 19:00 -3.08 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 01/27 20:00 -3.11 Normal incoming load.
Startup 01/27 21:00 -3.15 Normal incoming load.
Startup 01/27 22:00 -3.12 Normal incoming load.
Startup 01/27 23:00 -3.12 Normal incoming load.
Startup 01/28 00:00 -3.28 Normal incoming load.
Startup 01/28 01:00 -3.41 Normal incoming load.
Startup 01/28 02:00 -3.48 Normal incoming load.
Startup 01/28 03:00 -3.47 Normal incoming load.
Startup 01/28 04:00 -3.61 Normal incoming load.
Startup 01/28 05:00 -3.67 Normal incoming load.
Startup 01/28 06:00 -3.86 Normal incoming load.
Startup 01/28 07:00 -4.05 Normal incoming load.
Startup 01/28 08:00 -3.97 Normal incoming load.
Startup 01/28 09:00 -3.84 Normal incoming load.
Startup 01/28 10:00 -3.87 Normal incoming load.
Startup 01/28 11:00 -3.83 Normal incoming load.
Startup 01/28 12:00 -3.8 Normal incoming load.
Startup 01/28 13:00 -3.8 Normal incoming load.
Startup 01/28 14:00 -3.66 Normal incoming load.
Startup 01/28 15:00 -3.61 Normal incoming load.
Startup 01/28 16:00 -3.55 Normal incoming load.
Startup 01/28 17:00 -3.55 Normal incoming load.
Startup 01/28 18:00 -3.7 Normal incoming load.
Startup 01/28 19:00 -3.79 Normal incoming load.
Startup 01/28 20:00 -3.72 Normal incoming load.
Startup 01/28 21:00 -3.58 Normal incoming load.
Startup 01/28 22:00 -3.56 Normal incoming load.
Startup 01/28 23:00 -3.52 Normal incoming load.
Startup 01/29 00:00 -3.71 Normal incoming load.
Startup 01/29 01:00 -3.9 Normal incoming load.
Startup 01/29 02:00 -3.88 Normal incoming load.
Startup 01/29 03:00 -4.07 Normal incoming load.
Startup 01/29 04:00 -4.16 Normal incoming load.
Startup 01/29 05:00 -4.18 Normal incoming load.
Startup 01/29 06:00 -4.33 Normal incoming load.
Startup 01/29 07:00 -4.54 Normal incoming load.
Startup 01/29 08:00 -4.6 Normal incoming load.
Startup 01/29 09:00 -4.45 Normal incoming load.
Startup 01/29 10:00 -4.3 Normal incoming load.
Startup 01/29 11:00 -4.24 Normal incoming load.
Startup 01/29 12:00 -4.24 Normal incoming load.
Startup 01/29 13:00 -4.23 Normal incoming load.
Startup 01/29 14:00 -3.94 Normal incoming load.
Startup 01/29 15:00 -3.75 Normal incoming load.
Startup 01/29 16:00 -3.62 Normal incoming load.
Startup 01/29 17:00 -3.56 Normal incoming load.
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Start-Up
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Startup 01/29 18:00 -3.65 Normal incoming load.
Startup 01/29 19:00 -3.75 Normal incoming load.
Startup 01/29 20:00 -3.67 Normal incoming load.
Startup 01/29 21:00 -3.67 Normal incoming load.
Startup 01/29 22:00 -3.72 Normal incoming load.
Startup 01/29 23:00 -3.71 Normal incoming load.
Startup 01/30 00:00 -3.76 Normal incoming load.
Startup 01/30 01:00 -3.88 Normal incoming load.
Startup 01/30 02:00 -4.07 Normal incoming load.
Startup 01/30 03:00 -4.11 Normal incoming load.
Startup 01/30 04:00 -4.2 Normal incoming load.
Startup 01/30 05:00 -4.27 Normal incoming load.
Startup 01/30 06:00 -4.36 Normal incoming load.
Startup 01/30 07:00 -4.46 Normal incoming load.
Startup 01/30 08:00 -4.31 Normal incoming load.
Startup 01/30 09:00 -4.29 Normal incoming load.
Startup 01/30 10:00 -4.05 Normal incoming load.
Startup 01/30 11:00 -3.85 Normal incoming load.
Startup 01/30 12:00 -3.83 Normal incoming load.
Startup 01/30 13:00 -3.83 Normal incoming load.
Startup 01/30 14:00 -3.85 Normal incoming load.
Startup 01/30 15:00 -3.81 Normal incoming load.
Startup 01/30 16:00 -3.67 Normal incoming load.
Startup 01/30 17:00 -3.79 Normal incoming load.
Startup 01/30 18:00 -3.95 Normal incoming load.
Startup 01/30 19:00 -3.96 Normal incoming load.
Startup 01/30 20:00 -3.92 Normal incoming load.
Startup 01/30 21:00 -3.75 Normal incoming load.
Startup 01/30 22:00 -3.84 Normal incoming load.
Startup 01/30 23:00 -3.92 Normal incoming load.
Startup 01/31 00:00 -3.83 Normal incoming load.
Startup 01/31 01:00 -4.03 Normal incoming load.
Startup 01/31 02:00 -4.15 Normal incoming load.
Startup 01/31 03:00 -4.19 Normal incoming load.
Startup 01/31 04:00 -4.07 Normal incoming load.
Startup 01/31 05:00 -4.05 Normal incoming load.
Startup 01/31 06:00 -4.16 Normal incoming load.
Startup 01/31 07:00 -4.2 Normal incoming load.
Startup 01/31 08:00 -4.15 Normal incoming load.
Startup 01/31 09:00 -3.84 Normal incoming load.
Startup 01/31 10:00 -3.88 Normal incoming load.
Startup 01/31 11:00 -3.92 Normal incoming load.
Startup 01/31 12:00 -4.13 Normal incoming load.
Startup 01/31 13:00 -4.1 Normal incoming load.
Startup 01/31 14:00 -3.98 Normal incoming load.
Startup 01/31 15:00 -3.65 Normal incoming load.
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Startup 01/31 16:00 -3.58 Normal incoming load.
Startup 01/31 17:00 -3.66 Normal incoming load.
Startup 01/31 18:00 -3.82 Normal incoming load.
Startup 01/31 19:00 -3.75 Normal incoming load.
Startup 01/31 20:00 -3.59 Normal incoming load.
Startup 01/31 21:00 -3.49 Normal incoming load.
Startup 01/31 22:00 -3.54 Normal incoming load.
Startup 01/31 23:00 -3.41 Normal incoming load.
Startup Total January -2,651.65 ATS ISO Meter data appears to be AOK
Startup 02/01 00:00 -3.42 Normal incoming load.
Startup 02/01 01:00 -3.67 Normal incoming load.
Startup 02/01 02:00 -3.68 Normal incoming load.
Startup 02/01 03:00 -3.89 Normal incoming load.
Startup 02/01 04:00 -3.69 Normal incoming load.
Startup 02/01 05:00 -3.71 Normal incoming load.
Startup 02/01 06:00 -3.89 Normal incoming load.
Startup 02/01 07:00 -3.98 Normal incoming load.
Startup 02/01 08:00 -4 Normal incoming load.
Startup 02/01 09:00 -3.96 Normal incoming load.
Startup 02/01 10:00 -3.96 Normal incoming load.
Startup 02/01 11:00 -3.85 Normal incoming load.
Startup 02/01 12:00 -3.63 Normal incoming load.
Startup 02/01 13:00 -3.5 Normal incoming load.
Startup 02/01 14:00 -3.5 Normal incoming load.
Startup 02/01 15:00 -3.73 Normal incoming load.
Startup 02/01 16:00 -3.77 Normal incoming load.
Startup 02/01 17:00 -3.8 Normal incoming load.
Startup 02/01 18:00 -3.93 Normal incoming load.
Startup 02/01 19:00 -3.96 Normal incoming load.
Startup 02/01 20:00 -3.87 Normal incoming load.
Startup 02/01 21:00 -3.79 Normal incoming load.
Startup 02/01 22:00 -3.8 Normal incoming load.
Startup 02/01 23:00 -3.84 Normal incoming load.
Startup 02/02 00:00 -3.96 Normal incoming load.
Startup 02/02 01:00 -4.18 Normal incoming load.
Startup 02/02 02:00 -4.21 Normal incoming load.
Startup 02/02 03:00 -4.27 Normal incoming load.
Startup 02/02 04:00 -4.24 Normal incoming load.
Startup 02/02 05:00 -3.84 Normal incoming load.
Startup 02/02 06:00 -3.65 Normal incoming load.
Startup 02/02 07:00 -3.67 Normal incoming load.
Startup 02/02 08:00 -3.67 Normal incoming load.
Startup 02/02 09:00 -3.75 Normal incoming load.
Startup 02/02 10:00 -3.58 Normal incoming load.
Startup 02/02 11:00 -3.46 Normal incoming load.
Startup 02/02 12:00 -3.42 Normal incoming load.
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Startup 02/02 13:00 -3.28 Normal incoming load.
Startup 02/02 14:00 -3.26 Normal incoming load.
Startup 02/02 15:00 -3.3 Normal incoming load.
Startup 02/02 16:00 -3.38 Normal incoming load.
Startup 02/02 17:00 -3.59 Normal incoming load.
Startup 02/02 18:00 -3.79 Normal incoming load.
Startup 02/02 19:00 -3.75 Normal incoming load.
Startup 02/02 20:00 -3.7 Normal incoming load.
Startup 02/02 21:00 -3.61 Normal incoming load.
Startup 02/02 22:00 -3.62 Normal incoming load.
Startup 02/02 23:00 -3.7 Normal incoming load.
Startup 02/03 00:00 -3.88 Normal incoming load.
Startup 02/03 01:00 -4.04 Normal incoming load.
Startup 02/03 02:00 -4.01 Normal incoming load.
Startup 02/03 03:00 -4 Normal incoming load.
Startup 02/03 04:00 -4.04 Normal incoming load.
Startup 02/03 05:00 -4.02 Normal incoming load.
Startup 02/03 06:00 -4.05 Normal incoming load.
Startup 02/03 07:00 -3.96 Normal incoming load.
Startup 02/03 08:00 -26.73 2R14 Refueling Outage support.
Startup 02/03 09:00 -38.83 2R14 Refueling Outage support.
Startup 02/03 10:00 -39.59 2R14 Refueling Outage support.
Startup 02/03 11:00 -39.97 2R14 Refueling Outage support.
Startup 02/03 12:00 -39.71 2R14 Refueling Outage support.
Startup 02/03 13:00 -13.09 2R14 Refueling Outage support.
Startup 02/03 14:00 -3.6 Normal incoming load.
Startup 02/03 15:00 -3.62 Normal incoming load.
Startup 02/03 16:00 -3.54 Normal incoming load.
Startup 02/03 17:00 -3.67 Normal incoming load.
Startup 02/03 18:00 -3.57 Normal incoming load.
Startup 02/03 19:00 -3.67 Normal incoming load.
Startup 02/03 20:00 -3.5 Normal incoming load.
Startup 02/03 21:00 -3.47 Normal incoming load.
Startup 02/03 22:00 -3.45 Normal incoming load.
Startup 02/03 23:00 -3.43 Normal incoming load.
Startup 02/04 00:00 -3.57 Normal incoming load.
Startup 02/04 01:00 -3.88 Normal incoming load.
Startup 02/04 02:00 -4.01 Normal incoming load.
Startup 02/04 03:00 -4 Normal incoming load.
Startup 02/04 04:00 -4 Normal incoming load.
Startup 02/04 05:00 -4 Normal incoming load.
Startup 02/04 06:00 -4 Normal incoming load.
Startup 02/04 07:00 -4 Normal incoming load.
Startup 02/04 08:00 -4.04 Normal incoming load.
Startup 02/04 09:00 -3.92 Normal incoming load.
Startup 02/04 10:00 -3.77 Normal incoming load.
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Startup 02/04 11:00 -3.72 Normal incoming load.
Startup 02/04 12:00 -3.72 Normal incoming load.
Startup 02/04 13:00 -3.68 Normal incoming load.
Startup 02/04 14:00 -3.72 Normal incoming load.
Startup 02/04 15:00 -3.55 Normal incoming load.
Startup 02/04 16:00 -3.53 Normal incoming load.
Startup 02/04 17:00 -3.5 Normal incoming load.
Startup 02/04 18:00 -3.56 Normal incoming load.
Startup 02/04 19:00 -3.39 Normal incoming load.
Startup 02/04 20:00 -3.34 Normal incoming load.
Startup 02/04 21:00 -3.32 Normal incoming load.
Startup 02/04 22:00 -3.43 Normal incoming load.
Startup 02/04 23:00 -3.43 Normal incoming load.
Startup 02/05 00:00 -3.46 Normal incoming load.
Startup 02/05 01:00 -3.5 Normal incoming load.
Startup 02/05 02:00 -3.52 Normal incoming load.
Startup 02/05 03:00 -3.53 Normal incoming load.
Startup 02/05 04:00 -3.63 Normal incoming load.
Startup 02/05 05:00 -3.67 Normal incoming load.
Startup 02/05 06:00 -3.73 Normal incoming load.
Startup 02/05 07:00 -3.64 Normal incoming load.
Startup 02/05 08:00 -3.6 Normal incoming load.
Startup 02/05 09:00 -3.61 Normal incoming load.
Startup 02/05 10:00 -3.41 Normal incoming load.
Startup 02/05 11:00 -3.24 Normal incoming load.
Startup 02/05 12:00 -3.16 Normal incoming load.
Startup 02/05 13:00 -3.1 Normal incoming load.
Startup 02/05 14:00 -3.05 Normal incoming load.
Startup 02/05 15:00 -3.21 Normal incoming load.
Startup 02/05 16:00 -3.05 Normal incoming load.
Startup 02/05 17:00 -3.11 Normal incoming load.
Startup 02/05 18:00 -3.32 Normal incoming load.
Startup 02/05 19:00 -3.39 Normal incoming load.
Startup 02/05 20:00 -3.33 Normal incoming load.
Startup 02/05 21:00 -3.2 Normal incoming load.
Startup 02/05 22:00 -3.23 Normal incoming load.
Startup 02/05 23:00 -3.25 Normal incoming load.
Startup 02/06 00:00 -3.37 Normal incoming load.
Startup 02/06 01:00 -3.7 Normal incoming load.
Startup 02/06 02:00 -3.77 Normal incoming load.
Startup 02/06 03:00 -3.73 Normal incoming load.
Startup 02/06 04:00 -3.34 Normal incoming load.
Startup 02/06 05:00 -3.59 Normal incoming load.
Startup 02/06 06:00 -3.81 Normal incoming load.
Startup 02/06 07:00 -4.07 Normal incoming load.
Startup 02/06 08:00 -4.23 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 02/06 09:00 -4.1 Normal incoming load.
Startup 02/06 10:00 -4.12 Normal incoming load.
Startup 02/06 11:00 -4.09 Normal incoming load.
Startup 02/06 12:00 -4.26 Normal incoming load.
Startup 02/06 13:00 -4.19 Normal incoming load.
Startup 02/06 14:00 -4.19 Normal incoming load.
Startup 02/06 15:00 -4.09 Normal incoming load.
Startup 02/06 16:00 -3.69 Normal incoming load.
Startup 02/06 17:00 -3.9 Normal incoming load.
Startup 02/06 18:00 -4.15 Normal incoming load.
Startup 02/06 19:00 -4.16 Normal incoming load.
Startup 02/06 20:00 -4.15 Normal incoming load.
Startup 02/06 21:00 -3.98 Normal incoming load.
Startup 02/06 22:00 -3.96 Normal incoming load.
Startup 02/06 23:00 -3.95 Normal incoming load.
Startup 02/07 00:00 -3.99 Normal incoming load.
Startup 02/07 01:00 -4.16 Normal incoming load.
Startup 02/07 02:00 -4.15 Normal incoming load.
Startup 02/07 03:00 -3.95 Normal incoming load.
Startup 02/07 04:00 -4.02 Normal incoming load.
Startup 02/07 05:00 -4.07 Normal incoming load.
Startup 02/07 06:00 -4.13 Normal incoming load.
Startup 02/07 07:00 -4.2 Normal incoming load.
Startup 02/07 08:00 -4.12 Normal incoming load.
Startup 02/07 09:00 -4.05 Normal incoming load.
Startup 02/07 10:00 -3.83 Normal incoming load.
Startup 02/07 11:00 -3.65 Normal incoming load.
Startup 02/07 12:00 -3.55 Normal incoming load.
Startup 02/07 13:00 -3.29 Normal incoming load.
Startup 02/07 14:00 -3.06 Normal incoming load.
Startup 02/07 15:00 -3.07 Normal incoming load.
Startup 02/07 16:00 -3.03 Normal incoming load.
Startup 02/07 17:00 -3.26 Normal incoming load.
Startup 02/07 18:00 -3.34 Normal incoming load.
Startup 02/07 19:00 -3.4 Normal incoming load.
Startup 02/07 20:00 -3.32 Normal incoming load.
Startup 02/07 21:00 -3.11 Normal incoming load.
Startup 02/07 22:00 -3.07 Normal incoming load.
Startup 02/07 23:00 -3.07 Normal incoming load.
Startup 02/08 00:00 -3.2 Normal incoming load.
Startup 02/08 01:00 -3.4 Normal incoming load.
Startup 02/08 02:00 -3.39 Normal incoming load.
Startup 02/08 03:00 -3.38 Normal incoming load.
Startup 02/08 04:00 -3.46 Normal incoming load.
Startup 02/08 05:00 -3.37 Normal incoming load.
Startup 02/08 06:00 -3.55 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 02/08 07:00 -3.49 Normal incoming load.
Startup 02/08 08:00 -3.44 Normal incoming load.
Startup 02/08 09:00 -3.34 Normal incoming load.
Startup 02/08 10:00 -3.27 Normal incoming load.
Startup 02/08 11:00 -3.3 Normal incoming load.
Startup 02/08 12:00 -3.45 Normal incoming load.
Startup 02/08 13:00 -3.79 Normal incoming load.
Startup 02/08 14:00 -3.68 Normal incoming load.
Startup 02/08 15:00 -3.63 Normal incoming load.
Startup 02/08 16:00 -3.46 Normal incoming load.
Startup 02/08 17:00 -3.1 Normal incoming load.
Startup 02/08 18:00 -3.17 Normal incoming load.
Startup 02/08 19:00 -3.13 Normal incoming load.
Startup 02/08 20:00 -2.99 Normal incoming load.
Startup 02/08 21:00 -2.93 Normal incoming load.
Startup 02/08 22:00 -3 Normal incoming load.
Startup 02/08 23:00 -3.16 Normal incoming load.
Startup 02/09 00:00 -3.11 Normal incoming load.
Startup 02/09 01:00 -3.24 Normal incoming load.
Startup 02/09 02:00 -3.46 Normal incoming load.
Startup 02/09 03:00 -3.35 Normal incoming load.
Startup 02/09 04:00 -3.35 Normal incoming load.
Startup 02/09 05:00 -3.31 Normal incoming load.
Startup 02/09 06:00 -3.35 Normal incoming load.
Startup 02/09 07:00 -3.3 Normal incoming load.
Startup 02/09 08:00 -3.31 Normal incoming load.
Startup 02/09 09:00 -3.28 Normal incoming load.
Startup 02/09 10:00 -6.68 2R14 Refueling Outage support.
Startup 02/09 11:00 -6.96 2R14 Refueling Outage support.
Startup 02/09 12:00 -7.11 2R14 Refueling Outage support.
Startup 02/09 13:00 -7.1 2R14 Refueling Outage support.
Startup 02/09 14:00 -6.91 2R14 Refueling Outage support.
Startup 02/09 15:00 -6.94 2R14 Refueling Outage support.
Startup 02/09 16:00 -6.85 2R14 Refueling Outage support.
Startup 02/09 17:00 -6.54 2R14 Refueling Outage support.
Startup 02/09 18:00 -6.26 2R14 Refueling Outage support.
Startup 02/09 19:00 -6.27 2R14 Refueling Outage support.
Startup 02/09 20:00 -6.28 2R14 Refueling Outage support.
Startup 02/09 21:00 -6.36 2R14 Refueling Outage support.
Startup 02/09 22:00 -6.32 2R14 Refueling Outage support.
Startup 02/09 23:00 -6.38 2R14 Refueling Outage support.
Startup 02/10 00:00 -6.58 2R14 Refueling Outage support.
Startup 02/10 01:00 -6.95 2R14 Refueling Outage support.
Startup 02/10 02:00 -6.94 2R14 Refueling Outage support.
Startup 02/10 03:00 -6.92 2R14 Refueling Outage support.
Startup 02/10 04:00 -7.12 2R14 Refueling Outage support.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 02/10 05:00 -7.01 2R14 Refueling Outage support.
Startup 02/10 06:00 -7 2R14 Refueling Outage support.
Startup 02/10 07:00 -6.9 2R14 Refueling Outage support.
Startup 02/10 08:00 -6.59 2R14 Refueling Outage support.
Startup 02/10 09:00 -6.45 2R14 Refueling Outage support.
Startup 02/10 10:00 -6.35 2R14 Refueling Outage support.
Startup 02/10 11:00 -6.3 2R14 Refueling Outage support.
Startup 02/10 12:00 -6.33 2R14 Refueling Outage support.
Startup 02/10 13:00 -6.38 2R14 Refueling Outage support.
Startup 02/10 14:00 -6.4 2R14 Refueling Outage support.
Startup 02/10 15:00 -6.48 2R14 Refueling Outage support.
Startup 02/10 16:00 -6.43 2R14 Refueling Outage support.
Startup 02/10 17:00 -6.29 2R14 Refueling Outage support.
Startup 02/10 18:00 -6.45 2R14 Refueling Outage support.
Startup 02/10 19:00 -6.44 2R14 Refueling Outage support.
Startup 02/10 20:00 -6.47 2R14 Refueling Outage support.
Startup 02/10 21:00 -6.53 2R14 Refueling Outage support.
Startup 02/10 22:00 -6.5 2R14 Refueling Outage support.
Startup 02/10 23:00 -6.46 2R14 Refueling Outage support.
Startup 02/11 00:00 -6.6 2R14 Refueling Outage support.
Startup 02/11 01:00 -6.65 2R14 Refueling Outage support.
Startup 02/11 02:00 -6.54 2R14 Refueling Outage support.
Startup 02/11 03:00 -6.61 2R14 Refueling Outage support.
Startup 02/11 04:00 -6.65 2R14 Refueling Outage support.
Startup 02/11 05:00 -6.66 2R14 Refueling Outage support.
Startup 02/11 06:00 -6.78 2R14 Refueling Outage support.
Startup 02/11 07:00 -6.66 2R14 Refueling Outage support.
Startup 02/11 08:00 -6.63 2R14 Refueling Outage support.
Startup 02/11 09:00 -6.82 2R14 Refueling Outage support.
Startup 02/11 10:00 -6.82 2R14 Refueling Outage support.
Startup 02/11 11:00 -6.86 2R14 Refueling Outage support.
Startup 02/11 12:00 -6.83 2R14 Refueling Outage support.
Startup 02/11 13:00 -6.81 2R14 Refueling Outage support.
Startup 02/11 14:00 -6.82 2R14 Refueling Outage support.
Startup 02/11 15:00 -6.82 2R14 Refueling Outage support.
Startup 02/11 16:00 -6.82 2R14 Refueling Outage support.
Startup 02/11 17:00 -6.99 2R14 Refueling Outage support.
Startup 02/11 18:00 -7.36 2R14 Refueling Outage support.
Startup 02/11 19:00 -7.84 2R14 Refueling Outage support.
Startup 02/11 20:00 -7.56 2R14 Refueling Outage support.
Startup 02/11 21:00 -7.15 2R14 Refueling Outage support.
Startup 02/11 22:00 -7.63 2R14 Refueling Outage support.
Startup 02/11 23:00 -7.44 2R14 Refueling Outage support.
Startup 02/12 00:00 -7.35 2R14 Refueling Outage support.
Startup 02/12 01:00 -7.38 2R14 Refueling Outage support.
Startup 02/12 02:00 -7.59 2R14 Refueling Outage support.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 02/12 03:00 -7.56 2R14 Refueling Outage support.
Startup 02/12 04:00 -7.89 2R14 Refueling Outage support.
Startup 02/12 05:00 -7.48 2R14 Refueling Outage support.
Startup 02/12 06:00 -7.25 2R14 Refueling Outage support.
Startup 02/12 07:00 -7.24 2R14 Refueling Outage support.
Startup 02/12 08:00 -7.11 2R14 Refueling Outage support.
Startup 02/12 09:00 -6.99 2R14 Refueling Outage support.
Startup 02/12 10:00 -7.01 2R14 Refueling Outage support.
Startup 02/12 11:00 -6.98 2R14 Refueling Outage support.
Startup 02/12 12:00 -6.66 2R14 Refueling Outage support.
Startup 02/12 13:00 -6.55 2R14 Refueling Outage support.
Startup 02/12 14:00 -6.5 2R14 Refueling Outage support.
Startup 02/12 15:00 -6.37 2R14 Refueling Outage support.
Startup 02/12 16:00 -6.29 2R14 Refueling Outage support.
Startup 02/12 17:00 -6.33 2R14 Refueling Outage support.
Startup 02/12 18:00 -6.64 2R14 Refueling Outage support.
Startup 02/12 19:00 -6.71 2R14 Refueling Outage support.
Startup 02/12 20:00 -6.6 2R14 Refueling Outage support.
Startup 02/12 21:00 -6.53 2R14 Refueling Outage support.
Startup 02/12 22:00 -6.55 2R14 Refueling Outage support.
Startup 02/12 23:00 -6.57 2R14 Refueling Outage support.
Startup 02/13 00:00 -6.77 2R14 Refueling Outage support.
Startup 02/13 01:00 -6.92 2R14 Refueling Outage support.
Startup 02/13 02:00 -6.99 2R14 Refueling Outage support.
Startup 02/13 03:00 -7 2R14 Refueling Outage support.
Startup 02/13 04:00 -7.08 2R14 Refueling Outage support.
Startup 02/13 05:00 -7.05 2R14 Refueling Outage support.
Startup 02/13 06:00 -7.16 2R14 Refueling Outage support.
Startup 02/13 07:00 -6.95 2R14 Refueling Outage support.
Startup 02/13 08:00 -6.82 2R14 Refueling Outage support.
Startup 02/13 09:00 -6.91 2R14 Refueling Outage support.
Startup 02/13 10:00 -6.72 2R14 Refueling Outage support.
Startup 02/13 11:00 -6.75 2R14 Refueling Outage support.
Startup 02/13 12:00 -6.64 2R14 Refueling Outage support.
Startup 02/13 13:00 -6.67 2R14 Refueling Outage support.
Startup 02/13 14:00 -6.81 2R14 Refueling Outage support.
Startup 02/13 15:00 -7.3 2R14 Refueling Outage support.
Startup 02/13 16:00 -7.35 2R14 Refueling Outage support.
Startup 02/13 17:00 -7.38 2R14 Refueling Outage support.
Startup 02/13 18:00 -7.14 2R14 Refueling Outage support.
Startup 02/13 19:00 -7.01 2R14 Refueling Outage support.
Startup 02/13 20:00 -6.93 2R14 Refueling Outage support.
Startup 02/13 21:00 -6.41 2R14 Refueling Outage support.
Startup 02/13 22:00 -6.36 2R14 Refueling Outage support.
Startup 02/13 23:00 -6.91 2R14 Refueling Outage support.
Startup 02/14 00:00 -6.9 2R14 Refueling Outage support.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 02/14 01:00 -6.63 2R14 Refueling Outage support.
Startup 02/14 02:00 -6.73 2R14 Refueling Outage support.
Startup 02/14 03:00 -6.91 2R14 Refueling Outage support.
Startup 02/14 04:00 -6.92 2R14 Refueling Outage support.
Startup 02/14 05:00 -6.94 2R14 Refueling Outage support.
Startup 02/14 06:00 -7.1 2R14 Refueling Outage support.
Startup 02/14 07:00 -7.15 2R14 Refueling Outage support.
Startup 02/14 08:00 -7.07 2R14 Refueling Outage support.
Startup 02/14 09:00 -6.94 2R14 Refueling Outage support.
Startup 02/14 10:00 -5.28 2R14 Refueling Outage support.
Startup 02/14 11:00 -3.97 2R14 Refueling Outage support.
Startup 02/14 12:00 -6.08 2R14 Refueling Outage support.
Startup 02/14 13:00 -6.3 2R14 Refueling Outage support.
Startup 02/14 14:00 -6.3 2R14 Refueling Outage support.
Startup 02/14 15:00 -6.28 2R14 Refueling Outage support.
Startup 02/14 16:00 -6.39 2R14 Refueling Outage support.
Startup 02/14 17:00 -6.45 2R14 Refueling Outage support.
Startup 02/14 18:00 -6.69 2R14 Refueling Outage support.
Startup 02/14 19:00 -6.79 2R14 Refueling Outage support.
Startup 02/14 20:00 -6.66 2R14 Refueling Outage support.
Startup 02/14 21:00 -6.37 2R14 Refueling Outage support.
Startup 02/14 22:00 -6.36 2R14 Refueling Outage support.
Startup 02/14 23:00 -6.41 2R14 Refueling Outage support.
Startup 02/15 00:00 -6.58 2R14 Refueling Outage support.
Startup 02/15 01:00 -6.63 2R14 Refueling Outage support.
Startup 02/15 02:00 -6.67 2R14 Refueling Outage support.
Startup 02/15 03:00 -6.72 2R14 Refueling Outage support.
Startup 02/15 04:00 -6.83 2R14 Refueling Outage support.
Startup 02/15 05:00 -6.72 2R14 Refueling Outage support.
Startup 02/15 06:00 -7.02 2R14 Refueling Outage support.
Startup 02/15 07:00 -6.77 2R14 Refueling Outage support.
Startup 02/15 08:00 -6.81 2R14 Refueling Outage support.
Startup 02/15 09:00 -6.78 2R14 Refueling Outage support.
Startup 02/15 10:00 -6.8 2R14 Refueling Outage support.
Startup 02/15 11:00 -6.72 2R14 Refueling Outage support.
Startup 02/15 12:00 -6.62 2R14 Refueling Outage support.
Startup 02/15 13:00 -6.62 2R14 Refueling Outage support.
Startup 02/15 14:00 -6.43 2R14 Refueling Outage support.
Startup 02/15 15:00 -6.38 2R14 Refueling Outage support.
Startup 02/15 16:00 -6.09 2R14 Refueling Outage support.
Startup 02/15 17:00 -6.2 2R14 Refueling Outage support.
Startup 02/15 18:00 -6.36 2R14 Refueling Outage support.
Startup 02/15 19:00 -6.37 2R14 Refueling Outage support.
Startup 02/15 20:00 -6.2 2R14 Refueling Outage support.
Startup 02/15 21:00 -6.37 2R14 Refueling Outage support.
Startup 02/15 22:00 -6.54 2R14 Refueling Outage support.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 02/15 23:00 -6.69 2R14 Refueling Outage support.
Startup 02/16 00:00 -6.62 2R14 Refueling Outage support.
Startup 02/16 01:00 -7.02 2R14 Refueling Outage support.
Startup 02/16 02:00 -7.05 2R14 Refueling Outage support.
Startup 02/16 03:00 -7.04 2R14 Refueling Outage support.
Startup 02/16 04:00 -7.02 2R14 Refueling Outage support.
Startup 02/16 05:00 -6.95 2R14 Refueling Outage support.
Startup 02/16 06:00 -6.95 2R14 Refueling Outage support.
Startup 02/16 07:00 -6.8 2R14 Refueling Outage support.
Startup 02/16 08:00 -6.85 2R14 Refueling Outage support.
Startup 02/16 09:00 -6.69 2R14 Refueling Outage support.
Startup 02/16 10:00 -6.44 2R14 Refueling Outage support.
Startup 02/16 11:00 -6.29 2R14 Refueling Outage support.
Startup 02/16 12:00 -6.22 2R14 Refueling Outage support.
Startup 02/16 13:00 -6.32 2R14 Refueling Outage support.
Startup 02/16 14:00 -6.29 2R14 Refueling Outage support.
Startup 02/16 15:00 -6.26 2R14 Refueling Outage support.
Startup 02/16 16:00 -6.48 2R14 Refueling Outage support.
Startup 02/16 17:00 -6.45 2R14 Refueling Outage support.
Startup 02/16 18:00 -6.32 2R14 Refueling Outage support.
Startup 02/16 19:00 -6.5 2R14 Refueling Outage support.
Startup 02/16 20:00 -6.25 2R14 Refueling Outage support.
Startup 02/16 21:00 -6.09 2R14 Refueling Outage support.
Startup 02/16 22:00 -6.13 2R14 Refueling Outage support.
Startup 02/16 23:00 -6.17 2R14 Refueling Outage support.
Startup 02/17 00:00 -6.25 2R14 Refueling Outage support.
Startup 02/17 01:00 -6.49 2R14 Refueling Outage support.
Startup 02/17 02:00 -6.32 2R14 Refueling Outage support.
Startup 02/17 03:00 -6.45 2R14 Refueling Outage support.
Startup 02/17 04:00 -6.57 2R14 Refueling Outage support.
Startup 02/17 05:00 -6.47 2R14 Refueling Outage support.
Startup 02/17 06:00 -6.51 2R14 Refueling Outage support.
Startup 02/17 07:00 -6.44 2R14 Refueling Outage support.
Startup 02/17 08:00 -6.32 2R14 Refueling Outage support.
Startup 02/17 09:00 -6.09 2R14 Refueling Outage support.
Startup 02/17 10:00 -5.89 2R14 Refueling Outage support.
Startup 02/17 11:00 -5.81 2R14 Refueling Outage support.
Startup 02/17 12:00 -5.75 2R14 Refueling Outage support.
Startup 02/17 13:00 -5.69 2R14 Refueling Outage support.
Startup 02/17 14:00 -5.67 2R14 Refueling Outage support.
Startup 02/17 15:00 -5.76 2R14 Refueling Outage support.
Startup 02/17 16:00 -6.11 2R14 Refueling Outage support.
Startup 02/17 17:00 -6.18 2R14 Refueling Outage support.
Startup 02/17 18:00 -6.2 2R14 Refueling Outage support.
Startup 02/17 19:00 -6.18 2R14 Refueling Outage support.
Startup 02/17 20:00 -6.25 2R14 Refueling Outage support.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
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Startup 02/17 21:00 -6.28 2R14 Refueling Outage support.
Startup 02/17 22:00 -6.27 2R14 Refueling Outage support.
Startup 02/17 23:00 -6.34 2R14 Refueling Outage support.
Startup 02/18 00:00 -6.46 2R14 Refueling Outage support.
Startup 02/18 01:00 -6.54 2R14 Refueling Outage support.
Startup 02/18 02:00 -6.49 2R14 Refueling Outage support.
Startup 02/18 03:00 -6.64 2R14 Refueling Outage support.
Startup 02/18 04:00 -6.54 2R14 Refueling Outage support.
Startup 02/18 05:00 -6.47 2R14 Refueling Outage support.
Startup 02/18 06:00 -6.48 2R14 Refueling Outage support.
Startup 02/18 07:00 -6.36 2R14 Refueling Outage support.
Startup 02/18 08:00 -6.23 2R14 Refueling Outage support.
Startup 02/18 09:00 -6.39 2R14 Refueling Outage support.
Startup 02/18 10:00 -6.35 2R14 Refueling Outage support.
Startup 02/18 11:00 -6.31 2R14 Refueling Outage support.
Startup 02/18 12:00 -6.48 2R14 Refueling Outage support.
Startup 02/18 13:00 -6.42 2R14 Refueling Outage support.
Startup 02/18 14:00 -6.44 2R14 Refueling Outage support.
Startup 02/18 15:00 -6.5 2R14 Refueling Outage support.
Startup 02/18 16:00 -6.6 2R14 Refueling Outage support.
Startup 02/18 17:00 -6.45 2R14 Refueling Outage support.
Startup 02/18 18:00 -6.64 2R14 Refueling Outage support.
Startup 02/18 19:00 -6.73 2R14 Refueling Outage support.
Startup 02/18 20:00 -6.56 2R14 Refueling Outage support.
Startup 02/18 21:00 -6.5 2R14 Refueling Outage support.
Startup 02/18 22:00 -6.41 2R14 Refueling Outage support.
Startup 02/18 23:00 -6.39 2R14 Refueling Outage support.
Startup 02/19 00:00 -6.38 2R14 Refueling Outage support.
Startup 02/19 01:00 -6.65 2R14 Refueling Outage support.
Startup 02/19 02:00 -6.7 2R14 Refueling Outage support.
Startup 02/19 03:00 -6.56 2R14 Refueling Outage support.
Startup 02/19 04:00 -6.59 2R14 Refueling Outage support.
Startup 02/19 05:00 -6.49 2R14 Refueling Outage support.
Startup 02/19 06:00 -6.69 2R14 Refueling Outage support.
Startup 02/19 07:00 -6.66 2R14 Refueling Outage support.
Startup 02/19 08:00 -6.71 2R14 Refueling Outage support.
Startup 02/19 09:00 -6.56 2R14 Refueling Outage support.
Startup 02/19 10:00 -6.6 2R14 Refueling Outage support.
Startup 02/19 11:00 -6.61 2R14 Refueling Outage support.
Startup 02/19 12:00 -6.57 2R14 Refueling Outage support.
Startup 02/19 13:00 -6.55 2R14 Refueling Outage support.
Startup 02/19 14:00 -6.4 2R14 Refueling Outage support.
Startup 02/19 15:00 -6.32 2R14 Refueling Outage support.
Startup 02/19 16:00 -6.28 2R14 Refueling Outage support.
Startup 02/19 17:00 -6.25 2R14 Refueling Outage support.
Startup 02/19 18:00 -6.59 2R14 Refueling Outage support.
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Startup 02/19 19:00 -6.52 2R14 Refueling Outage support.
Startup 02/19 20:00 -6.5 2R14 Refueling Outage support.
Startup 02/19 21:00 -6.36 2R14 Refueling Outage support.
Startup 02/19 22:00 -6.5 2R14 Refueling Outage support.
Startup 02/19 23:00 -6.54 2R14 Refueling Outage support.
Startup 02/20 00:00 -6.63 2R14 Refueling Outage support.
Startup 02/20 01:00 -6.85 2R14 Refueling Outage support.
Startup 02/20 02:00 -6.84 2R14 Refueling Outage support.
Startup 02/20 03:00 -6.76 2R14 Refueling Outage support.
Startup 02/20 04:00 -6.79 2R14 Refueling Outage support.
Startup 02/20 05:00 -6.77 2R14 Refueling Outage support.
Startup 02/20 06:00 -6.87 2R14 Refueling Outage support.
Startup 02/20 07:00 -6.65 2R14 Refueling Outage support.
Startup 02/20 08:00 -6.77 2R14 Refueling Outage support.
Startup 02/20 09:00 -6.85 2R14 Refueling Outage support.
Startup 02/20 10:00 -6.82 2R14 Refueling Outage support.
Startup 02/20 11:00 -6.4 2R14 Refueling Outage support.
Startup 02/20 12:00 -6.3 2R14 Refueling Outage support.
Startup 02/20 13:00 -6.07 2R14 Refueling Outage support.
Startup 02/20 14:00 -6.02 2R14 Refueling Outage support.
Startup 02/20 15:00 -6.08 2R14 Refueling Outage support.
Startup 02/20 16:00 -6.03 2R14 Refueling Outage support.
Startup 02/20 17:00 -5.93 2R14 Refueling Outage support.
Startup 02/20 18:00 -6.22 2R14 Refueling Outage support.
Startup 02/20 19:00 -6.21 2R14 Refueling Outage support.
Startup 02/20 20:00 -6.24 2R14 Refueling Outage support.
Startup 02/20 21:00 -6.1 2R14 Refueling Outage support.
Startup 02/20 22:00 -6.01 2R14 Refueling Outage support.
Startup 02/20 23:00 -6.08 2R14 Refueling Outage support.
Startup 02/21 00:00 -6.17 2R14 Refueling Outage support.
Startup 02/21 01:00 -6.26 2R14 Refueling Outage support.
Startup 02/21 02:00 -6.29 2R14 Refueling Outage support.
Startup 02/21 03:00 -6.26 2R14 Refueling Outage support.
Startup 02/21 04:00 -6.31 2R14 Refueling Outage support.
Startup 02/21 05:00 -6.29 2R14 Refueling Outage support.
Startup 02/21 06:00 -6.67 2R14 Refueling Outage support.
Startup 02/21 07:00 -6.69 2R14 Refueling Outage support.
Startup 02/21 08:00 -6.76 2R14 Refueling Outage support.
Startup 02/21 09:00 -6.7 2R14 Refueling Outage support.
Startup 02/21 10:00 -7.05 2R14 Refueling Outage support.
Startup 02/21 11:00 -7 2R14 Refueling Outage support.
Startup 02/21 12:00 -6.96 2R14 Refueling Outage support.
Startup 02/21 13:00 -6.86 2R14 Refueling Outage support.
Startup 02/21 14:00 -6.85 2R14 Refueling Outage support.
Startup 02/21 15:00 -6.82 2R14 Refueling Outage support.
Startup 02/21 16:00 -6.6 2R14 Refueling Outage support.
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Startup 02/21 17:00 -6.55 2R14 Refueling Outage support.
Startup 02/21 18:00 -6.72 2R14 Refueling Outage support.
Startup 02/21 19:00 -6.77 2R14 Refueling Outage support.
Startup 02/21 20:00 -6.62 2R14 Refueling Outage support.
Startup 02/21 21:00 -6.58 2R14 Refueling Outage support.
Startup 02/21 22:00 -6.52 2R14 Refueling Outage support.
Startup 02/21 23:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 00:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 01:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 02:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 03:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 04:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 05:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 06:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 07:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 08:00 -6.52 2R14 Refueling Outage support.
Startup 02/22 09:00 -6.57 2R14 Refueling Outage support.
Startup 02/22 10:00 -6.14 2R14 Refueling Outage support.
Startup 02/22 11:00 -3.88 2R14 Refueling Outage support.
Startup 02/22 12:00 -3.76 2R14 Refueling Outage support.
Startup 02/22 13:00 -3.74 2R14 Refueling Outage support.
Startup 02/22 14:00 -5.8 2R14 Refueling Outage support.
Startup 02/22 15:00 -6.26 2R14 Refueling Outage support.
Startup 02/22 16:00 -6.06 2R14 Refueling Outage support.
Startup 02/22 17:00 -5.98 2R14 Refueling Outage support.
Startup 02/22 18:00 -6.28 2R14 Refueling Outage support.
Startup 02/22 19:00 -6.34 2R14 Refueling Outage support.
Startup 02/22 20:00 -6.23 2R14 Refueling Outage support.
Startup 02/22 21:00 -6.11 2R14 Refueling Outage support.
Startup 02/22 22:00 -6.16 2R14 Refueling Outage support.
Startup 02/22 23:00 -6.12 2R14 Refueling Outage support.
Startup 02/23 00:00 -6.23 2R14 Refueling Outage support.
Startup 02/23 01:00 -6.32 2R14 Refueling Outage support.
Startup 02/23 02:00 -6.29 2R14 Refueling Outage support.
Startup 02/23 03:00 -6.27 2R14 Refueling Outage support.
Startup 02/23 04:00 -6.28 2R14 Refueling Outage support.
Startup 02/23 05:00 -4.39 2R14 Refueling Outage support.
Startup 02/23 06:00 -3.67 2R14 Refueling Outage support.
Startup 02/23 07:00 -3.53 2R14 Refueling Outage support.
Startup 02/23 08:00 -3.92 2R14 Refueling Outage support.
Startup 02/23 09:00 -6.29 2R14 Refueling Outage support.
Startup 02/23 10:00 -6.3 2R14 Refueling Outage support.
Startup 02/23 11:00 -6.08 2R14 Refueling Outage support.
Startup 02/23 12:00 -6.12 2R14 Refueling Outage support.
Startup 02/23 13:00 -6.14 2R14 Refueling Outage support.
Startup 02/23 14:00 -6.23 2R14 Refueling Outage support.
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Startup 02/23 15:00 -6.29 2R14 Refueling Outage support.
Startup 02/23 16:00 -6.3 2R14 Refueling Outage support.
Startup 02/23 17:00 -4.7 2R14 Refueling Outage support.
Startup 02/23 18:00 -4.65 2R14 Refueling Outage support.
Startup 02/23 19:00 -6.28 2R14 Refueling Outage support.
Startup 02/23 20:00 -6.32 2R14 Refueling Outage support.
Startup 02/23 21:00 -6.34 2R14 Refueling Outage support.
Startup 02/23 22:00 -6.26 2R14 Refueling Outage support.
Startup 02/23 23:00 -6.39 2R14 Refueling Outage support.
Startup 02/24 00:00 -6.32 2R14 Refueling Outage support.
Startup 02/24 01:00 -6.47 2R14 Refueling Outage support.
Startup 02/24 02:00 -4.21 Normal incoming load.
Startup 02/24 03:00 -4.64 Normal incoming load.
Startup 02/24 04:00 -3.78 Normal incoming load.
Startup 02/24 05:00 -3.61 Normal incoming load.
Startup 02/24 06:00 -3.92 Normal incoming load.
Startup 02/24 07:00 -3.72 Normal incoming load.
Startup 02/24 08:00 -3.6 Normal incoming load.
Startup 02/24 09:00 -3.52 Normal incoming load.
Startup 02/24 10:00 -3.46 Normal incoming load.
Startup 02/24 11:00 -3.46 Normal incoming load.
Startup 02/24 12:00 -3.41 Normal incoming load.
Startup 02/24 13:00 -3.23 Normal incoming load.
Startup 02/24 14:00 -3.24 Normal incoming load.
Startup 02/24 15:00 -3.3 Normal incoming load.
Startup 02/24 16:00 -3.26 Normal incoming load.
Startup 02/24 17:00 -3.22 Normal incoming load.
Startup 02/24 18:00 -3.37 Normal incoming load.
Startup 02/24 19:00 -3.42 Normal incoming load.
Startup 02/24 20:00 -3.46 Normal incoming load.
Startup 02/24 21:00 -3.37 Normal incoming load.
Startup 02/24 22:00 -3.47 Normal incoming load.
Startup 02/24 23:00 -3.52 Normal incoming load.
Startup 02/25 00:00 -3.69 Normal incoming load.
Startup 02/25 01:00 -3.95 Normal incoming load.
Startup 02/25 02:00 -3.93 Normal incoming load.
Startup 02/25 03:00 -3.98 Normal incoming load.
Startup 02/25 04:00 -3.99 Normal incoming load.
Startup 02/25 05:00 -5.76 2R14 Refueling Outage support.
Startup 02/25 06:00 -6.53 2R14 Refueling Outage support.
Startup 02/25 07:00 -6.54 2R14 Refueling Outage support.
Startup 02/25 08:00 -6.34 2R14 Refueling Outage support.
Startup 02/25 09:00 -6.32 2R14 Refueling Outage support.
Startup 02/25 10:00 -6.26 2R14 Refueling Outage support.
Startup 02/25 11:00 -6.13 2R14 Refueling Outage support.
Startup 02/25 12:00 -6.14 2R14 Refueling Outage support.
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Startup 02/25 13:00 -6.03 2R14 Refueling Outage support.
Startup 02/25 14:00 -5.93 2R14 Refueling Outage support.
Startup 02/25 15:00 -5.96 2R14 Refueling Outage support.
Startup 02/25 16:00 -5.94 2R14 Refueling Outage support.
Startup 02/25 17:00 -5.92 2R14 Refueling Outage support.
Startup 02/25 18:00 -6.09 2R14 Refueling Outage support.
Startup 02/25 19:00 -6.28 2R14 Refueling Outage support.
Startup 02/25 20:00 -6.18 2R14 Refueling Outage support.
Startup 02/25 21:00 -6.09 2R14 Refueling Outage support.
Startup 02/25 22:00 -6.01 2R14 Refueling Outage support.
Startup 02/25 23:00 -6.07 2R14 Refueling Outage support.
Startup 02/26 00:00 -6.17 2R14 Refueling Outage support.
Startup 02/26 01:00 -6.29 2R14 Refueling Outage support.
Startup 02/26 02:00 -6.23 2R14 Refueling Outage support.
Startup 02/26 03:00 -6.1 2R14 Refueling Outage support.
Startup 02/26 04:00 -6.07 2R14 Refueling Outage support.
Startup 02/26 05:00 -6.31 2R14 Refueling Outage support.
Startup 02/26 06:00 -6.4 2R14 Refueling Outage support.
Startup 02/26 07:00 -6.34 2R14 Refueling Outage support.
Startup 02/26 08:00 -6.3 2R14 Refueling Outage support.
Startup 02/26 09:00 -6.15 2R14 Refueling Outage support.
Startup 02/26 10:00 -6.08 2R14 Refueling Outage support.
Startup 02/26 11:00 -6.17 2R14 Refueling Outage support.
Startup 02/26 12:00 -6.15 2R14 Refueling Outage support.
Startup 02/26 13:00 -6.13 2R14 Refueling Outage support.
Startup 02/26 14:00 -6.08 2R14 Refueling Outage support.
Startup 02/26 15:00 -5.99 2R14 Refueling Outage support.
Startup 02/26 16:00 -5.88 2R14 Refueling Outage support.
Startup 02/26 17:00 -5.82 2R14 Refueling Outage support.
Startup 02/26 18:00 -6.05 2R14 Refueling Outage support.
Startup 02/26 19:00 -6.09 2R14 Refueling Outage support.
Startup 02/26 20:00 -6.02 2R14 Refueling Outage support.
Startup 02/26 21:00 -6.09 2R14 Refueling Outage support.
Startup 02/26 22:00 -6.11 2R14 Refueling Outage support.
Startup 02/26 23:00 -6.05 2R14 Refueling Outage support.
Startup 02/27 00:00 -6.12 2R14 Refueling Outage support.
Startup 02/27 01:00 -6.1 2R14 Refueling Outage support.
Startup 02/27 02:00 -6.06 2R14 Refueling Outage support.
Startup 02/27 03:00 -6.11 2R14 Refueling Outage support.
Startup 02/27 04:00 -6.05 2R14 Refueling Outage support.
Startup 02/27 05:00 -6.12 2R14 Refueling Outage support.
Startup 02/27 06:00 -6.29 2R14 Refueling Outage support.
Startup 02/27 07:00 -6.24 2R14 Refueling Outage support.
Startup 02/27 08:00 -6.21 2R14 Refueling Outage support.
Startup 02/27 09:00 -6.03 2R14 Refueling Outage support.
Startup 02/27 10:00 -6.09 2R14 Refueling Outage support.
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Startup 02/27 11:00 -6 2R14 Refueling Outage support.
Startup 02/27 12:00 -6.05 2R14 Refueling Outage support.
Startup 02/27 13:00 -6.09 2R14 Refueling Outage support.
Startup 02/27 14:00 -5.64 2R14 Refueling Outage support.
Startup 02/27 15:00 -5.59 2R14 Refueling Outage support.
Startup 02/27 16:00 -5.66 2R14 Refueling Outage support.
Startup 02/27 17:00 -5.55 2R14 Refueling Outage support.
Startup 02/27 18:00 -5.9 2R14 Refueling Outage support.
Startup 02/27 19:00 -5.95 2R14 Refueling Outage support.
Startup 02/27 20:00 -5.94 2R14 Refueling Outage support.
Startup 02/27 21:00 -5.91 2R14 Refueling Outage support.
Startup 02/27 22:00 -5.97 2R14 Refueling Outage support.
Startup 02/27 23:00 -6.01 2R14 Refueling Outage support.
Startup 02/28 00:00 -5.98 2R14 Refueling Outage support.
Startup 02/28 01:00 -5.99 2R14 Refueling Outage support.
Startup 02/28 02:00 -5.96 2R14 Refueling Outage support.
Startup 02/28 03:00 -5.97 2R14 Refueling Outage support.
Startup 02/28 04:00 -6 2R14 Refueling Outage support.
Startup 02/28 05:00 -5.99 2R14 Refueling Outage support.
Startup 02/28 06:00 -6.09 2R14 Refueling Outage support.
Startup 02/28 07:00 -6.11 2R14 Refueling Outage support.
Startup 02/28 08:00 -6.02 2R14 Refueling Outage support.
Startup 02/28 09:00 -6.04 2R14 Refueling Outage support.
Startup 02/28 10:00 -6.26 2R14 Refueling Outage support.
Startup 02/28 11:00 -6.37 2R14 Refueling Outage support.
Startup 02/28 12:00 -6.06 2R14 Refueling Outage support.
Startup 02/28 13:00 -5.84 2R14 Refueling Outage support.
Startup 02/28 14:00 -5.82 2R14 Refueling Outage support.
Startup 02/28 15:00 -5.96 2R14 Refueling Outage support.
Startup 02/28 16:00 -6.12 2R14 Refueling Outage support.
Startup 02/28 17:00 -6 2R14 Refueling Outage support.
Startup 02/28 18:00 -6.15 2R14 Refueling Outage support.
Startup 02/28 19:00 -6.2 2R14 Refueling Outage support.
Startup 02/28 20:00 -6.29 2R14 Refueling Outage support.
Startup 02/28 21:00 -6.27 2R14 Refueling Outage support.
Startup 02/28 22:00 -6.27 2R14 Refueling Outage support.
Startup 02/28 23:00 -6.25 2R14 Refueling Outage support.
Startup 02/29 00:00 -6.17 2R14 Refueling Outage support.
Startup 02/29 01:00 -6.28 2R14 Refueling Outage support.
Startup 02/29 02:00 -6.3 2R14 Refueling Outage support.
Startup 02/29 03:00 -6.3 2R14 Refueling Outage support.
Startup 02/29 04:00 -6.38 2R14 Refueling Outage support.
Startup 02/29 05:00 -6.37 2R14 Refueling Outage support.
Startup 02/29 06:00 -6.36 2R14 Refueling Outage support.
Startup 02/29 07:00 -6.43 2R14 Refueling Outage support.
Startup 02/29 08:00 -6.38 2R14 Refueling Outage support.
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Startup 02/29 09:00 -6.34 2R14 Refueling Outage support.
Startup 02/29 10:00 -6.29 2R14 Refueling Outage support.
Startup 02/29 11:00 -6.33 2R14 Refueling Outage support.
Startup 02/29 12:00 -6.32 2R14 Refueling Outage support.
Startup 02/29 13:00 -6.58 2R14 Refueling Outage support.
Startup 02/29 14:00 -6.54 2R14 Refueling Outage support.
Startup 02/29 15:00 -6.25 2R14 Refueling Outage support.
Startup 02/29 16:00 -6.05 2R14 Refueling Outage support.
Startup 02/29 17:00 -5.93 2R14 Refueling Outage support.
Startup 02/29 18:00 -6 2R14 Refueling Outage support.
Startup 02/29 19:00 -6.11 2R14 Refueling Outage support.
Startup 02/29 20:00 -6.17 2R14 Refueling Outage support.
Startup 02/29 21:00 -6.13 2R14 Refueling Outage support.
Startup 02/29 22:00 -6.14 2R14 Refueling Outage support.
Startup 02/29 23:00 -6.16 2R14 Refueling Outage support.
Startup Total February -3,999.43 ATS ISO Meter data appears to be AOK
Startup 03/01 00:00 -6.08 2R14 Refueling Outage support.
Startup 03/01 01:00 -6.14 2R14 Refueling Outage support.
Startup 03/01 02:00 -6.17 2R14 Refueling Outage support.
Startup 03/01 03:00 -6.23 2R14 Refueling Outage support.
Startup 03/01 04:00 -6.25 2R14 Refueling Outage support.
Startup 03/01 05:00 -6.24 2R14 Refueling Outage support.
Startup 03/01 06:00 -6.29 2R14 Refueling Outage support.
Startup 03/01 07:00 -6.25 2R14 Refueling Outage support.
Startup 03/01 08:00 -6.12 2R14 Refueling Outage support.
Startup 03/01 09:00 -6.18 2R14 Refueling Outage support.
Startup 03/01 10:00 -6.07 2R14 Refueling Outage support.
Startup 03/01 11:00 -6.22 2R14 Refueling Outage support.
Startup 03/01 12:00 -6.18 2R14 Refueling Outage support.
Startup 03/01 13:00 -6.13 2R14 Refueling Outage support.
Startup 03/01 14:00 -6 2R14 Refueling Outage support.
Startup 03/01 15:00 -6.06 2R14 Refueling Outage support.
Startup 03/01 16:00 -6.07 2R14 Refueling Outage support.
Startup 03/01 17:00 -6.04 2R14 Refueling Outage support.
Startup 03/01 18:00 -6.22 2R14 Refueling Outage support.
Startup 03/01 19:00 -6.4 2R14 Refueling Outage support.
Startup 03/01 20:00 -6.52 2R14 Refueling Outage support.
Startup 03/01 21:00 -6.51 2R14 Refueling Outage support.
Startup 03/01 22:00 -6.6 2R14 Refueling Outage support.
Startup 03/01 23:00 -6.58 2R14 Refueling Outage support.
Startup 03/02 00:00 -6.62 2R14 Refueling Outage support.
Startup 03/02 01:00 -6.56 2R14 Refueling Outage support.
Startup 03/02 02:00 -6.62 2R14 Refueling Outage support.
Startup 03/02 03:00 -6.64 2R14 Refueling Outage support.
Startup 03/02 04:00 -6.74 2R14 Refueling Outage support.
Startup 03/02 05:00 -6.69 2R14 Refueling Outage support.
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Startup 03/02 06:00 -6.71 2R14 Refueling Outage support.
Startup 03/02 07:00 -6.52 2R14 Refueling Outage support.
Startup 03/02 08:00 -6.28 2R14 Refueling Outage support.
Startup 03/02 09:00 -6.14 2R14 Refueling Outage support.
Startup 03/02 10:00 -6 2R14 Refueling Outage support.
Startup 03/02 11:00 -5.97 2R14 Refueling Outage support.
Startup 03/02 12:00 -5.94 2R14 Refueling Outage support.
Startup 03/02 13:00 -5.95 2R14 Refueling Outage support.
Startup 03/02 14:00 -5.96 2R14 Refueling Outage support.
Startup 03/02 15:00 -5.95 2R14 Refueling Outage support.
Startup 03/02 16:00 -5.74 2R14 Refueling Outage support.
Startup 03/02 17:00 -3.09 Normal incoming load.
Startup 03/02 18:00 -3.21 Normal incoming load.
Startup 03/02 19:00 -3.27 Normal incoming load.
Startup 03/02 20:00 -3.3 Normal incoming load.
Startup 03/02 21:00 -3.3 Normal incoming load.
Startup 03/02 22:00 -3.3 Normal incoming load.
Startup 03/02 23:00 -3.38 Normal incoming load.
Startup 03/03 00:00 -3.26 Normal incoming load.
Startup 03/03 01:00 -3.29 Normal incoming load.
Startup 03/03 02:00 -3.3 Normal incoming load.
Startup 03/03 03:00 -3.37 Normal incoming load.
Startup 03/03 04:00 -3.46 Normal incoming load.
Startup 03/03 05:00 -3.52 Normal incoming load.
Startup 03/03 06:00 -3.6 Normal incoming load.
Startup 03/03 07:00 -3.49 Normal incoming load.
Startup 03/03 08:00 -3.59 Normal incoming load.
Startup 03/03 09:00 -3.63 Normal incoming load.
Startup 03/03 10:00 -3.58 Normal incoming load.
Startup 03/03 11:00 -3.57 Normal incoming load.
Startup 03/03 12:00 -3.53 Normal incoming load.
Startup 03/03 13:00 -3.45 Normal incoming load.
Startup 03/03 14:00 -3.52 Normal incoming load.
Startup 03/03 15:00 -3.51 Normal incoming load.
Startup 03/03 16:00 -3.4 Normal incoming load.
Startup 03/03 17:00 -3.42 Normal incoming load.
Startup 03/03 18:00 -3.48 Normal incoming load.
Startup 03/03 19:00 -3.66 Normal incoming load.
Startup 03/03 20:00 -3.62 Normal incoming load.
Startup 03/03 21:00 -3.8 Normal incoming load.
Startup 03/03 22:00 -3.74 Normal incoming load.
Startup 03/03 23:00 -3.75 Normal incoming load.
Startup 03/04 00:00 -3.63 Normal incoming load.
Startup 03/04 01:00 -3.71 Normal incoming load.
Startup 03/04 02:00 -3.71 Normal incoming load.
Startup 03/04 03:00 -3.73 Normal incoming load.
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Startup 03/04 04:00 -3.7 Normal incoming load.
Startup 03/04 05:00 -3.71 Normal incoming load.
Startup 03/04 06:00 -3.72 Normal incoming load.
Startup 03/04 07:00 -3.67 Normal incoming load.
Startup 03/04 08:00 -3.62 Normal incoming load.
Startup 03/04 09:00 -3.46 Normal incoming load.
Startup 03/04 10:00 -3.4 Normal incoming load.
Startup 03/04 11:00 -3.42 Normal incoming load.
Startup 03/04 12:00 -3.39 Normal incoming load.
Startup 03/04 13:00 -3.44 Normal incoming load.
Startup 03/04 14:00 -3.37 Normal incoming load.
Startup 03/04 15:00 -3.32 Normal incoming load.
Startup 03/04 16:00 -3.34 Normal incoming load.
Startup 03/04 17:00 -3.28 Normal incoming load.
Startup 03/04 18:00 -3.51 Normal incoming load.
Startup 03/04 19:00 -3.54 Normal incoming load.
Startup 03/04 20:00 -3.58 Normal incoming load.
Startup 03/04 21:00 -3.54 Normal incoming load.
Startup 03/04 22:00 -3.54 Normal incoming load.
Startup 03/04 23:00 -3.54 Normal incoming load.
Startup 03/05 00:00 -3.55 Normal incoming load.
Startup 03/05 01:00 -3.54 Normal incoming load.
Startup 03/05 02:00 -3.55 Normal incoming load.
Startup 03/05 03:00 -3.56 Normal incoming load.
Startup 03/05 04:00 -3.62 Normal incoming load.
Startup 03/05 05:00 -3.65 Normal incoming load.
Startup 03/05 06:00 -3.77 Normal incoming load.
Startup 03/05 07:00 -3.7 Normal incoming load.
Startup 03/05 08:00 -3.56 Normal incoming load.
Startup 03/05 09:00 -3.45 Normal incoming load.
Startup 03/05 10:00 -3.36 Normal incoming load.
Startup 03/05 11:00 -3.46 Normal incoming load.
Startup 03/05 12:00 -3.49 Normal incoming load.
Startup 03/05 13:00 -3.42 Normal incoming load.
Startup 03/05 14:00 -3.33 Normal incoming load.
Startup 03/05 15:00 -3.32 Normal incoming load.
Startup 03/05 16:00 -3.3 Normal incoming load.
Startup 03/05 17:00 -3.22 Normal incoming load.
Startup 03/05 18:00 -3.38 Normal incoming load.
Startup 03/05 19:00 -3.38 Normal incoming load.
Startup 03/05 20:00 -3.47 Normal incoming load.
Startup 03/05 21:00 -3.48 Normal incoming load.
Startup 03/05 22:00 -3.5 Normal incoming load.
Startup 03/05 23:00 -3.49 Normal incoming load.
Startup 03/06 00:00 -3.4 Normal incoming load.
Startup 03/06 01:00 -3.5 Normal incoming load.
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Startup 03/06 02:00 -3.46 Normal incoming load.
Startup 03/06 03:00 -3.56 Normal incoming load.
Startup 03/06 04:00 -3.52 Normal incoming load.
Startup 03/06 05:00 -3.61 Normal incoming load.
Startup 03/06 06:00 -3.65 Normal incoming load.
Startup 03/06 07:00 -3.68 Normal incoming load.
Startup 03/06 08:00 -3.65 Normal incoming load.
Startup 03/06 09:00 -3.62 Normal incoming load.
Startup 03/06 10:00 -3.54 Normal incoming load.
Startup 03/06 11:00 -3.43 Normal incoming load.
Startup 03/06 12:00 -3.4 Normal incoming load.
Startup 03/06 13:00 -3.43 Normal incoming load.
Startup 03/06 14:00 -3.55 Normal incoming load.
Startup 03/06 15:00 -3.41 Normal incoming load.
Startup 03/06 16:00 -3.5 Normal incoming load.
Startup 03/06 17:00 -3.26 Normal incoming load.
Startup 03/06 18:00 -3.42 Normal incoming load.
Startup 03/06 19:00 -3.79 Normal incoming load.
Startup 03/06 20:00 -3.8 Normal incoming load.
Startup 03/06 21:00 -3.82 Normal incoming load.
Startup 03/06 22:00 -3.85 Normal incoming load.
Startup 03/06 23:00 -3.88 Normal incoming load.
Startup 03/07 00:00 -3.8 Normal incoming load.
Startup 03/07 01:00 -3.89 Normal incoming load.
Startup 03/07 02:00 -3.81 Normal incoming load.
Startup 03/07 03:00 -3.89 Normal incoming load.
Startup 03/07 04:00 -3.9 Normal incoming load.
Startup 03/07 05:00 -3.77 Normal incoming load.
Startup 03/07 06:00 -3.69 Normal incoming load.
Startup 03/07 07:00 -3.64 Normal incoming load.
Startup 03/07 08:00 -3.63 Normal incoming load.
Startup 03/07 09:00 -3.48 Normal incoming load.
Startup 03/07 10:00 -3.44 Normal incoming load.
Startup 03/07 11:00 -3.45 Normal incoming load.
Startup 03/07 12:00 -3.46 Normal incoming load.
Startup 03/07 13:00 -3.38 Normal incoming load.
Startup 03/07 14:00 -3.49 Normal incoming load.
Startup 03/07 15:00 -3.42 Normal incoming load.
Startup 03/07 16:00 -3.08 Normal incoming load.
Startup 03/07 17:00 -3.02 Normal incoming load.
Startup 03/07 18:00 -3.05 Normal incoming load.
Startup 03/07 19:00 -3.1 Normal incoming load.
Startup 03/07 20:00 -3.17 Normal incoming load.
Startup 03/07 21:00 -3.16 Normal incoming load.
Startup 03/07 22:00 -3.21 Normal incoming load.
Startup 03/07 23:00 -3.16 Normal incoming load.
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Startup 03/08 00:00 -3.17 Normal incoming load.
Startup 03/08 01:00 -3.15 Normal incoming load.
Startup 03/08 02:00 -3.08 Normal incoming load.
Startup 03/08 03:00 -3.07 Normal incoming load.
Startup 03/08 04:00 -3.11 Normal incoming load.
Startup 03/08 05:00 -3.15 Normal incoming load.
Startup 03/08 06:00 -3.16 Normal incoming load.
Startup 03/08 07:00 -3.18 Normal incoming load.
Startup 03/08 08:00 -3.07 Normal incoming load.
Startup 03/08 09:00 -2.97 Normal incoming load.
Startup 03/08 10:00 -3.04 Normal incoming load.
Startup 03/08 11:00 -2.98 Normal incoming load.
Startup 03/08 12:00 -3.05 Normal incoming load.
Startup 03/08 13:00 -3.01 Normal incoming load.
Startup 03/08 14:00 -3 Normal incoming load.
Startup 03/08 15:00 -3.01 Normal incoming load.
Startup 03/08 16:00 -3.03 Normal incoming load.
Startup 03/08 17:00 -3.01 Normal incoming load.
Startup 03/08 18:00 -3.12 Normal incoming load.
Startup 03/08 19:00 -3.18 Normal incoming load.
Startup 03/08 20:00 -3.29 Normal incoming load.
Startup 03/08 21:00 -3.31 Normal incoming load.
Startup 03/08 22:00 -3.31 Normal incoming load.
Startup 03/08 23:00 -3.34 Normal incoming load.
Startup 03/09 00:00 -3.24 Normal incoming load.
Startup 03/09 01:00 -3.23 Normal incoming load.
Startup 03/09 02:00 -3.18 Normal incoming load.
Startup 03/09 03:00 -3.23 Normal incoming load.
Startup 03/09 04:00 -3.19 Normal incoming load.
Startup 03/09 05:00 -3.23 Normal incoming load.
Startup 03/09 06:00 -3.27 Normal incoming load.
Startup 03/09 07:00 -3.23 Normal incoming load.
Startup 03/09 08:00 -3.24 Normal incoming load.
Startup 03/09 09:00 -3.22 Normal incoming load.
Startup 03/09 10:00 -3.05 Normal incoming load.
Startup 03/09 11:00 -2.96 Normal incoming load.
Startup 03/09 12:00 -3 Normal incoming load.
Startup 03/09 13:00 -3.09 Normal incoming load.
Startup 03/09 14:00 -2.95 Normal incoming load.
Startup 03/09 15:00 -2.84 Normal incoming load.
Startup 03/09 16:00 -2.85 Normal incoming load.
Startup 03/09 17:00 -2.81 Normal incoming load.
Startup 03/09 18:00 -2.85 Normal incoming load.
Startup 03/09 19:00 -2.96 Normal incoming load.
Startup 03/09 20:00 -3.14 Normal incoming load.
Startup 03/09 21:00 -3.04 Normal incoming load.
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Startup 03/09 22:00 -3.08 Normal incoming load.
Startup 03/09 23:00 -3.22 Normal incoming load.
Startup 03/10 00:00 -3.25 Normal incoming load.
Startup 03/10 01:00 -3.18 Normal incoming load.
Startup 03/10 02:00 -3.4 Normal incoming load.
Startup 03/10 03:00 -3.39 Normal incoming load.
Startup 03/10 04:00 -3.38 Normal incoming load.
Startup 03/10 05:00 -3.47 Normal incoming load.
Startup 03/10 06:00 -3.53 Normal incoming load.
Startup 03/10 07:00 -3.4 Normal incoming load.
Startup 03/10 08:00 -3.47 Normal incoming load.
Startup 03/10 09:00 -3.48 Normal incoming load.
Startup 03/10 10:00 -3.53 Normal incoming load.
Startup 03/10 11:00 -3.4 Normal incoming load.
Startup 03/10 12:00 -3.42 Normal incoming load.
Startup 03/10 13:00 -3.34 Normal incoming load.
Startup 03/10 14:00 -3.39 Normal incoming load.
Startup 03/10 15:00 -3.32 Normal incoming load.
Startup 03/10 16:00 -3.35 Normal incoming load.
Startup 03/10 17:00 -3.27 Normal incoming load.
Startup 03/10 18:00 -3.22 Normal incoming load.
Startup 03/10 19:00 -3.28 Normal incoming load.
Startup 03/10 20:00 -3.35 Normal incoming load.
Startup 03/10 21:00 -3.34 Normal incoming load.
Startup 03/10 22:00 -3.38 Normal incoming load.
Startup 03/10 23:00 -3.51 Normal incoming load.
Startup 03/11 00:00 -3.58 Normal incoming load.
Startup 03/11 01:00 -3.65 Normal incoming load.
Startup 03/11 02:00 -3.6 Normal incoming load.
Startup 03/11 03:00 -3.58 Normal incoming load.
Startup 03/11 04:00 -3.55 Normal incoming load.
Startup 03/11 05:00 -3.59 Normal incoming load.
Startup 03/11 06:00 -3.66 Normal incoming load.
Startup 03/11 07:00 -3.57 Normal incoming load.
Startup 03/11 08:00 -3.51 Normal incoming load.
Startup 03/11 09:00 -3.16 Normal incoming load.
Startup 03/11 10:00 -3.2 Normal incoming load.
Startup 03/11 11:00 -3.35 Normal incoming load.
Startup 03/11 12:00 -3.24 Normal incoming load.
Startup 03/11 13:00 -3.1 Normal incoming load.
Startup 03/11 14:00 -3.41 Normal incoming load.
Startup 03/11 15:00 -3.56 Normal incoming load.
Startup 03/11 16:00 -3.56 Normal incoming load.
Startup 03/11 17:00 -3.59 Normal incoming load.
Startup 03/11 18:00 -3.59 Normal incoming load.
Startup 03/11 19:00 -3.59 Normal incoming load.
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Startup 03/11 20:00 -3.59 Normal incoming load.
Startup 03/11 21:00 -3.59 Normal incoming load.
Startup 03/11 22:00 -3.59 Normal incoming load.
Startup 03/11 23:00 -3.59 Normal incoming load.
Startup 03/12 00:00 -3.59 Normal incoming load.
Startup 03/12 01:00 -3.59 Normal incoming load.
Startup 03/12 02:00 -3.59 Normal incoming load.
Startup 03/12 03:00 -3.59 Normal incoming load.
Startup 03/12 04:00 -3.59 Normal incoming load.
Startup 03/12 05:00 -3.59 Normal incoming load.
Startup 03/12 06:00 -3.59 Normal incoming load.
Startup 03/12 07:00 -3.59 Normal incoming load.
Startup 03/12 08:00 -3.59 Normal incoming load.
Startup 03/12 09:00 -3.61 Normal incoming load.
Startup 03/12 10:00 -3.67 Normal incoming load.
Startup 03/12 11:00 -3.66 Normal incoming load.
Startup 03/12 12:00 -3.5 Normal incoming load.
Startup 03/12 13:00 -3.48 Normal incoming load.
Startup 03/12 14:00 -3.36 Normal incoming load.
Startup 03/12 15:00 -3.36 Normal incoming load.
Startup 03/12 16:00 -3.18 Normal incoming load.
Startup 03/12 17:00 -3.21 Normal incoming load.
Startup 03/12 18:00 -3.21 Normal incoming load.
Startup 03/12 19:00 -3.39 Normal incoming load.
Startup 03/12 20:00 -3.47 Normal incoming load.
Startup 03/12 21:00 -3.41 Normal incoming load.
Startup 03/12 22:00 -3.46 Normal incoming load.
Startup 03/12 23:00 -3.5 Normal incoming load.
Startup 03/13 00:00 -3.65 Normal incoming load.
Startup 03/13 01:00 -3.64 Normal incoming load.
Startup 03/13 02:00 -3.69 Normal incoming load.
Startup 03/13 03:00 -3.63 Normal incoming load.
Startup 03/13 04:00 -3.58 Normal incoming load.
Startup 03/13 05:00 -3.76 Normal incoming load.
Startup 03/13 06:00 -3.74 Normal incoming load.
Startup 03/13 07:00 -3.57 Normal incoming load.
Startup 03/13 08:00 -3.49 Normal incoming load.
Startup 03/13 09:00 -3.7 Normal incoming load.
Startup 03/13 10:00 -3.5 Normal incoming load.
Startup 03/13 11:00 -3.6 Normal incoming load.
Startup 03/13 12:00 -3.7 Normal incoming load.
Startup 03/13 13:00 -3.39 Normal incoming load.
Startup 03/13 14:00 -3.45 Normal incoming load.
Startup 03/13 15:00 -3.37 Normal incoming load.
Startup 03/13 16:00 -3.41 Normal incoming load.
Startup 03/13 17:00 -3.42 Normal incoming load.
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Startup 03/13 18:00 -3.39 Normal incoming load.
Startup 03/13 19:00 -3.41 Normal incoming load.
Startup 03/13 20:00 -3.5 Normal incoming load.
Startup 03/13 21:00 -3.57 Normal incoming load.
Startup 03/13 22:00 -3.55 Normal incoming load.
Startup 03/13 23:00 -3.51 Normal incoming load.
Startup 03/14 00:00 -3.53 Normal incoming load.
Startup 03/14 01:00 -3.52 Normal incoming load.
Startup 03/14 02:00 -3.53 Normal incoming load.
Startup 03/14 03:00 -3.65 Normal incoming load.
Startup 03/14 04:00 -3.65 Normal incoming load.
Startup 03/14 05:00 -3.79 Normal incoming load.
Startup 03/14 06:00 -3.82 Normal incoming load.
Startup 03/14 07:00 -3.88 Normal incoming load.
Startup 03/14 08:00 -4.14 Normal incoming load.
Startup 03/14 09:00 -4.12 Normal incoming load.
Startup 03/14 10:00 -4.1 Normal incoming load.
Startup 03/14 11:00 -4.01 Normal incoming load.
Startup 03/14 12:00 -3.95 Normal incoming load.
Startup 03/14 13:00 -3.7 Normal incoming load.
Startup 03/14 14:00 -3.7 Normal incoming load.
Startup 03/14 15:00 -3.44 Normal incoming load.
Startup 03/14 16:00 -3.32 Normal incoming load.
Startup 03/14 17:00 -3.48 Normal incoming load.
Startup 03/14 18:00 -3.54 Normal incoming load.
Startup 03/14 19:00 -3.51 Normal incoming load.
Startup 03/14 20:00 -3.49 Normal incoming load.
Startup 03/14 21:00 -3.69 Normal incoming load.
Startup 03/14 22:00 -3.78 Normal incoming load.
Startup 03/14 23:00 -3.77 Normal incoming load.
Startup 03/15 00:00 -3.83 Normal incoming load.
Startup 03/15 01:00 -3.81 Normal incoming load.
Startup 03/15 02:00 -3.87 Normal incoming load.
Startup 03/15 03:00 -3.79 Normal incoming load.
Startup 03/15 04:00 -3.88 Normal incoming load.
Startup 03/15 05:00 -3.94 Normal incoming load.
Startup 03/15 06:00 -3.87 Normal incoming load.
Startup 03/15 07:00 -3.72 Normal incoming load.
Startup 03/15 08:00 -3.66 Normal incoming load.
Startup 03/15 09:00 -3.52 Normal incoming load.
Startup 03/15 10:00 -3.59 Normal incoming load.
Startup 03/15 11:00 -3.46 Normal incoming load.
Startup 03/15 12:00 -3.43 Normal incoming load.
Startup 03/15 13:00 -3.42 Normal incoming load.
Startup 03/15 14:00 -3.42 Normal incoming load.
Startup 03/15 15:00 -3.46 Normal incoming load.
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Startup 03/15 16:00 -3.36 Normal incoming load.
Startup 03/15 17:00 -3.4 Normal incoming load.
Startup 03/15 18:00 -3.33 Normal incoming load.
Startup 03/15 19:00 -3.46 Normal incoming load.
Startup 03/15 20:00 -3.62 Normal incoming load.
Startup 03/15 21:00 -3.58 Normal incoming load.
Startup 03/15 22:00 -3.68 Normal incoming load.
Startup 03/15 23:00 -3.67 Normal incoming load.
Startup 03/16 00:00 -3.58 Normal incoming load.
Startup 03/16 01:00 -3.64 Normal incoming load.
Startup 03/16 02:00 -3.62 Normal incoming load.
Startup 03/16 03:00 -3.56 Normal incoming load.
Startup 03/16 04:00 -3.58 Normal incoming load.
Startup 03/16 05:00 -3.79 Normal incoming load.
Startup 03/16 06:00 -3.66 Normal incoming load.
Startup 03/16 07:00 -3.71 Normal incoming load.
Startup 03/16 08:00 -3.56 Normal incoming load.
Startup 03/16 09:00 -3.45 Normal incoming load.
Startup 03/16 10:00 -3.48 Normal incoming load.
Startup 03/16 11:00 -3.38 Normal incoming load.
Startup 03/16 12:00 -3.36 Normal incoming load.
Startup 03/16 13:00 -3.28 Normal incoming load.
Startup 03/16 14:00 -3.64 Normal incoming load.
Startup 03/16 15:00 -3.3 Normal incoming load.
Startup 03/16 16:00 -3.25 Normal incoming load.
Startup 03/16 17:00 -3.3 Normal incoming load.
Startup 03/16 18:00 -3.36 Normal incoming load.
Startup 03/16 19:00 -3.37 Normal incoming load.
Startup 03/16 20:00 -3.47 Normal incoming load.
Startup 03/16 21:00 -3.49 Normal incoming load.
Startup 03/16 22:00 -3.47 Normal incoming load.
Startup 03/16 23:00 -3.55 Normal incoming load.
Startup 03/17 00:00 -3.5 Normal incoming load.
Startup 03/17 01:00 -3.51 Normal incoming load.
Startup 03/17 02:00 -3.59 Normal incoming load.
Startup 03/17 03:00 -3.58 Normal incoming load.
Startup 03/17 04:00 -3.54 Normal incoming load.
Startup 03/17 05:00 -3.68 Normal incoming load.
Startup 03/17 06:00 -3.78 Normal incoming load.
Startup 03/17 07:00 -3.82 Normal incoming load.
Startup 03/17 08:00 -3.8 Normal incoming load.
Startup 03/17 09:00 -3.69 Normal incoming load.
Startup 03/17 10:00 -3.69 Normal incoming load.
Startup 03/17 11:00 -3.59 Normal incoming load.
Startup 03/17 12:00 -3.49 Normal incoming load.
Startup 03/17 13:00 -3.35 Normal incoming load.
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Startup 03/17 14:00 -3.33 Normal incoming load.
Startup 03/17 15:00 -3.31 Normal incoming load.
Startup 03/17 16:00 -3.33 Normal incoming load.
Startup 03/17 17:00 -3.29 Normal incoming load.
Startup 03/17 18:00 -3.27 Normal incoming load.
Startup 03/17 19:00 -3.41 Normal incoming load.
Startup 03/17 20:00 -3.52 Normal incoming load.
Startup 03/17 21:00 -3.6 Normal incoming load.
Startup 03/17 22:00 -3.52 Normal incoming load.
Startup 03/17 23:00 -3.58 Normal incoming load.
Startup 03/18 00:00 -3.56 Normal incoming load.
Startup 03/18 01:00 -3.54 Normal incoming load.
Startup 03/18 02:00 -3.6 Normal incoming load.
Startup 03/18 03:00 -3.52 Normal incoming load.
Startup 03/18 04:00 -3.86 Normal incoming load.
Startup 03/18 05:00 -3.84 Normal incoming load.
Startup 03/18 06:00 -3.74 Normal incoming load.
Startup 03/18 07:00 -3.8 Normal incoming load.
Startup 03/18 08:00 -3.76 Normal incoming load.
Startup 03/18 09:00 -3.84 Normal incoming load.
Startup 03/18 10:00 -3.87 Normal incoming load.
Startup 03/18 11:00 -3.62 Normal incoming load.
Startup 03/18 12:00 -3.74 Normal incoming load.
Startup 03/18 13:00 -3.8 Normal incoming load.
Startup 03/18 14:00 -3.67 Normal incoming load.
Startup 03/18 15:00 -3.6 Normal incoming load.
Startup 03/18 16:00 -3.63 Normal incoming load.
Startup 03/18 17:00 -3.6 Normal incoming load.
Startup 03/18 18:00 -3.67 Normal incoming load.
Startup 03/18 19:00 -3.8 Normal incoming load.
Startup 03/18 20:00 -3.8 Normal incoming load.
Startup 03/18 21:00 -3.83 Normal incoming load.
Startup 03/18 22:00 -3.79 Normal incoming load.
Startup 03/18 23:00 -3.78 Normal incoming load.
Startup 03/19 00:00 -3.8 Normal incoming load.
Startup 03/19 01:00 -3.8 Normal incoming load.
Startup 03/19 02:00 -3.76 Normal incoming load.
Startup 03/19 03:00 -3.82 Normal incoming load.
Startup 03/19 04:00 -3.84 Normal incoming load.
Startup 03/19 05:00 -4.2 Normal incoming load.
Startup 03/19 06:00 -3.83 Normal incoming load.
Startup 03/19 07:00 -3.78 Normal incoming load.
Startup 03/19 08:00 -3.78 Normal incoming load.
Startup 03/19 09:00 -3.75 Normal incoming load.
Startup 03/19 10:00 -3.91 Normal incoming load.
Startup 03/19 11:00 -3.63 Normal incoming load.
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Startup 03/19 12:00 -3.61 Normal incoming load.
Startup 03/19 13:00 -3.54 Normal incoming load.
Startup 03/19 14:00 -3.49 Normal incoming load.
Startup 03/19 15:00 -3.37 Normal incoming load.
Startup 03/19 16:00 -3.37 Normal incoming load.
Startup 03/19 17:00 -3.35 Normal incoming load.
Startup 03/19 18:00 -3.41 Normal incoming load.
Startup 03/19 19:00 -3.49 Normal incoming load.
Startup 03/19 20:00 -3.54 Normal incoming load.
Startup 03/19 21:00 -3.54 Normal incoming load.
Startup 03/19 22:00 -3.63 Normal incoming load.
Startup 03/19 23:00 -3.58 Normal incoming load.
Startup 03/20 00:00 -3.53 Normal incoming load.
Startup 03/20 01:00 -3.57 Normal incoming load.
Startup 03/20 02:00 -3.62 Normal incoming load.
Startup 03/20 03:00 -3.6 Normal incoming load.
Startup 03/20 04:00 -3.82 Normal incoming load.
Startup 03/20 05:00 -3.69 Normal incoming load.
Startup 03/20 06:00 -3.69 Normal incoming load.
Startup 03/20 07:00 -3.61 Normal incoming load.
Startup 03/20 08:00 -4.28 2R14 Refueling Outage support.
Startup 03/20 09:00 -6.64 2R14 Refueling Outage support.
Startup 03/20 10:00 -6.6 2R14 Refueling Outage support.
Startup 03/20 11:00 -6.56 2R14 Refueling Outage support.
Startup 03/20 12:00 -6.51 2R14 Refueling Outage support.
Startup 03/20 13:00 -6.46 2R14 Refueling Outage support.
Startup 03/20 14:00 -6.37 2R14 Refueling Outage support.
Startup 03/20 15:00 -6.33 2R14 Refueling Outage support.
Startup 03/20 16:00 -6.19 2R14 Refueling Outage support.
Startup 03/20 17:00 -6.16 2R14 Refueling Outage support.
Startup 03/20 18:00 -6.22 2R14 Refueling Outage support.
Startup 03/20 19:00 -6.46 2R14 Refueling Outage support.
Startup 03/20 20:00 -6.59 2R14 Refueling Outage support.
Startup 03/20 21:00 -6.71 2R14 Refueling Outage support.
Startup 03/20 22:00 -6.57 2R14 Refueling Outage support.
Startup 03/20 23:00 -6.5 2R14 Refueling Outage support.
Startup 03/21 00:00 -6.48 2R14 Refueling Outage support.
Startup 03/21 01:00 -6.59 2R14 Refueling Outage support.
Startup 03/21 02:00 -6.52 2R14 Refueling Outage support.
Startup 03/21 03:00 -6.61 2R14 Refueling Outage support.
Startup 03/21 04:00 -6.64 2R14 Refueling Outage support.
Startup 03/21 05:00 -6.56 2R14 Refueling Outage support.
Startup 03/21 06:00 -6.76 2R14 Refueling Outage support.
Startup 03/21 07:00 -6.63 2R14 Refueling Outage support.
Startup 03/21 08:00 -6.56 2R14 Refueling Outage support.
Startup 03/21 09:00 -6.52 2R14 Refueling Outage support.

Start-Up Load 42 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 03/21 10:00 -6.49 2R14 Refueling Outage support.
Startup 03/21 11:00 -6.47 2R14 Refueling Outage support.
Startup 03/21 12:00 -6.43 2R14 Refueling Outage support.
Startup 03/21 13:00 -6.36 2R14 Refueling Outage support.
Startup 03/21 14:00 -6.44 2R14 Refueling Outage support.
Startup 03/21 15:00 -6.28 2R14 Refueling Outage support.
Startup 03/21 16:00 -6.47 2R14 Refueling Outage support.
Startup 03/21 17:00 -6.41 2R14 Refueling Outage support.
Startup 03/21 18:00 -6.71 2R14 Refueling Outage support.
Startup 03/21 19:00 -6.94 2R14 Refueling Outage support.
Startup 03/21 20:00 -7.04 2R14 Refueling Outage support.
Startup 03/21 21:00 -7.09 2R14 Refueling Outage support.
Startup 03/21 22:00 -7.15 2R14 Refueling Outage support.
Startup 03/21 23:00 -7.14 2R14 Refueling Outage support.
Startup 03/22 00:00 -7.07 2R14 Refueling Outage support.
Startup 03/22 01:00 -7.02 2R14 Refueling Outage support.
Startup 03/22 02:00 -7.11 2R14 Refueling Outage support.
Startup 03/22 03:00 -7.22 2R14 Refueling Outage support.
Startup 03/22 04:00 -7.09 2R14 Refueling Outage support.
Startup 03/22 05:00 -6.87 2R14 Refueling Outage support.
Startup 03/22 06:00 -6.74 2R14 Refueling Outage support.
Startup 03/22 07:00 -6.5 2R14 Refueling Outage support.
Startup 03/22 08:00 -5.89 2R14 Refueling Outage support.
Startup 03/22 09:00 -5.82 2R14 Refueling Outage support.
Startup 03/22 10:00 -5.79 2R14 Refueling Outage support.
Startup 03/22 11:00 -5.86 2R14 Refueling Outage support.
Startup 03/22 12:00 -5.95 2R14 Refueling Outage support.
Startup 03/22 13:00 -6.09 2R14 Refueling Outage support.
Startup 03/22 14:00 -6.36 2R14 Refueling Outage support.
Startup 03/22 15:00 -6.5 2R14 Refueling Outage support.
Startup 03/22 16:00 -6.18 2R14 Refueling Outage support.
Startup 03/22 17:00 -6.42 2R14 Refueling Outage support.
Startup 03/22 18:00 -6.28 2R14 Refueling Outage support.
Startup 03/22 19:00 -6.41 2R14 Refueling Outage support.
Startup 03/22 20:00 -6.48 2R14 Refueling Outage support.
Startup 03/22 21:00 -6.51 2R14 Refueling Outage support.
Startup 03/22 22:00 -6.52 2R14 Refueling Outage support.
Startup 03/22 23:00 -6.51 2R14 Refueling Outage support.
Startup 03/23 00:00 -6.53 2R14 Refueling Outage support.
Startup 03/23 01:00 -6.57 2R14 Refueling Outage support.
Startup 03/23 02:00 -6.65 2R14 Refueling Outage support.
Startup 03/23 03:00 -6.6 2R14 Refueling Outage support.
Startup 03/23 04:00 -4.91 2R14 Refueling Outage support.
Startup 03/23 05:00 -3.81 Normal incoming load.
Startup 03/23 06:00 -3.82 Normal incoming load.
Startup 03/23 07:00 -3.77 Normal incoming load.
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Startup 03/23 08:00 -3.65 Normal incoming load.
Startup 03/23 09:00 -3.61 Normal incoming load.
Startup 03/23 10:00 -3.6 Normal incoming load.
Startup 03/23 11:00 -3.57 Normal incoming load.
Startup 03/23 12:00 -3.49 Normal incoming load.
Startup 03/23 13:00 -3.47 Normal incoming load.
Startup 03/23 14:00 -3.48 Normal incoming load.
Startup 03/23 15:00 -3.43 Normal incoming load.
Startup 03/23 16:00 -2.95 Normal incoming load.
Startup 03/23 17:00 -2.88 Normal incoming load.
Startup 03/23 18:00 -2.77 Normal incoming load.
Startup 03/23 19:00 -2.86 Normal incoming load.
Startup 03/23 20:00 -2.91 Normal incoming load.
Startup 03/23 21:00 -2.95 Normal incoming load.
Startup 03/23 22:00 -3.04 Normal incoming load.
Startup 03/23 23:00 -2.97 Normal incoming load.
Startup 03/24 00:00 -2.96 Normal incoming load.
Startup 03/24 01:00 -3.07 Normal incoming load.
Startup 03/24 02:00 -3.02 Normal incoming load.
Startup 03/24 03:00 -3.07 Normal incoming load.
Startup 03/24 04:00 -3 Normal incoming load.
Startup 03/24 05:00 -3.11 Normal incoming load.
Startup 03/24 06:00 -3.16 Normal incoming load.
Startup 03/24 07:00 -3.18 Normal incoming load.
Startup 03/24 08:00 -3.27 Normal incoming load.
Startup 03/24 09:00 -3.37 Normal incoming load.
Startup 03/24 10:00 -3.39 Normal incoming load.
Startup 03/24 11:00 -3.15 Normal incoming load.
Startup 03/24 12:00 -2.98 Normal incoming load.
Startup 03/24 13:00 -3.02 Normal incoming load.
Startup 03/24 14:00 -2.95 Normal incoming load.
Startup 03/24 15:00 -2.91 Normal incoming load.
Startup 03/24 16:00 -3.12 Normal incoming load.
Startup 03/24 17:00 -3.2 Normal incoming load.
Startup 03/24 18:00 -3.2 Normal incoming load.
Startup 03/24 19:00 -3.28 Normal incoming load.
Startup 03/24 20:00 -3.3 Normal incoming load.
Startup 03/24 21:00 -3.46 Normal incoming load.
Startup 03/24 22:00 -3.39 Normal incoming load.
Startup 03/24 23:00 -3.41 Normal incoming load.
Startup 03/25 00:00 -3.06 Normal incoming load.
Startup 03/25 01:00 -3.12 Normal incoming load.
Startup 03/25 02:00 -3.09 Normal incoming load.
Startup 03/25 03:00 -3.14 Normal incoming load.
Startup 03/25 04:00 -3.15 Normal incoming load.
Startup 03/25 05:00 -3.18 Normal incoming load.
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Startup 03/25 06:00 -3.31 Normal incoming load.
Startup 03/25 07:00 -3.3 Normal incoming load.
Startup 03/25 08:00 -3.35 Normal incoming load.
Startup 03/25 09:00 -3.24 Normal incoming load.
Startup 03/25 10:00 -3.26 Normal incoming load.
Startup 03/25 11:00 -3.15 Normal incoming load.
Startup 03/25 12:00 -6.03 2R14 Refueling Outage support.
Startup 03/25 13:00 -2.99 Normal incoming load.
Startup 03/25 14:00 -2.89 Normal incoming load.
Startup 03/25 15:00 -2.92 Normal incoming load.
Startup 03/25 16:00 -2.89 Normal incoming load.
Startup 03/25 17:00 -2.9 Normal incoming load.
Startup 03/25 18:00 -2.86 Normal incoming load.
Startup 03/25 19:00 -3.05 Normal incoming load.
Startup 03/25 20:00 -3.15 Normal incoming load.
Startup 03/25 21:00 -3.17 Normal incoming load.
Startup 03/25 22:00 -3.18 Normal incoming load.
Startup 03/25 23:00 -3.2 Normal incoming load.
Startup 03/26 00:00 -3.07 Normal incoming load.
Startup 03/26 01:00 -3.13 Normal incoming load.
Startup 03/26 02:00 -3.15 Normal incoming load.
Startup 03/26 03:00 -3.13 Normal incoming load.
Startup 03/26 04:00 -3.17 Normal incoming load.
Startup 03/26 05:00 -3.15 Normal incoming load.
Startup 03/26 06:00 -3.22 Normal incoming load.
Startup 03/26 07:00 -3.14 Normal incoming load.
Startup 03/26 08:00 -3.11 Normal incoming load.
Startup 03/26 09:00 -3.14 Normal incoming load.
Startup 03/26 10:00 -3.09 Normal incoming load.
Startup 03/26 11:00 -3.08 Normal incoming load.
Startup 03/26 12:00 -2.98 Normal incoming load.
Startup 03/26 13:00 -3.05 Normal incoming load.
Startup 03/26 14:00 -2.95 Normal incoming load.
Startup 03/26 15:00 -2.9 Normal incoming load.
Startup 03/26 16:00 -2.91 Normal incoming load.
Startup 03/26 17:00 -3.28 Normal incoming load.
Startup 03/26 18:00 -3.46 Normal incoming load.
Startup 03/26 19:00 -3.62 Normal incoming load.
Startup 03/26 20:00 -3.7 Normal incoming load.
Startup 03/26 21:00 -3.75 Normal incoming load.
Startup 03/26 22:00 -3.76 Normal incoming load.
Startup 03/26 23:00 -3.73 Normal incoming load.
Startup 03/27 00:00 -3.64 Normal incoming load.
Startup 03/27 01:00 -3.7 Normal incoming load.
Startup 03/27 02:00 -3.68 Normal incoming load.
Startup 03/27 03:00 -3.7 Normal incoming load.
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Startup 03/27 04:00 -3.71 Normal incoming load.
Startup 03/27 05:00 -3.75 Normal incoming load.
Startup 03/27 06:00 -3.91 Normal incoming load.
Startup 03/27 07:00 -3.9 Normal incoming load.
Startup 03/27 08:00 -3.68 Normal incoming load.
Startup 03/27 09:00 -3.49 Normal incoming load.
Startup 03/27 10:00 -3.5 Normal incoming load.
Startup 03/27 11:00 -3.44 Normal incoming load.
Startup 03/27 12:00 -3.64 Normal incoming load.
Startup 03/27 13:00 -3.64 Normal incoming load.
Startup 03/27 14:00 -3.57 Normal incoming load.
Startup 03/27 15:00 -3.55 Normal incoming load.
Startup 03/27 16:00 -3.54 Normal incoming load.
Startup 03/27 17:00 -3.54 Normal incoming load.
Startup 03/27 18:00 -3.48 Normal incoming load.
Startup 03/27 19:00 -3.65 Normal incoming load.
Startup 03/27 20:00 -3.76 Normal incoming load.
Startup 03/27 21:00 -3.71 Normal incoming load.
Startup 03/27 22:00 -3.76 Normal incoming load.
Startup 03/27 23:00 -3.68 Normal incoming load.
Startup 03/28 00:00 -3.66 Normal incoming load.
Startup 03/28 01:00 -3.72 Normal incoming load.
Startup 03/28 02:00 -3.71 Normal incoming load.
Startup 03/28 03:00 -3.77 Normal incoming load.
Startup 03/28 04:00 -3.75 Normal incoming load.
Startup 03/28 05:00 -3.82 Normal incoming load.
Startup 03/28 06:00 -3.89 Normal incoming load.
Startup 03/28 07:00 -3.89 Normal incoming load.
Startup 03/28 08:00 -3.86 Normal incoming load.
Startup 03/28 09:00 -3.75 Normal incoming load.
Startup 03/28 10:00 -3.73 Normal incoming load.
Startup 03/28 11:00 -3.64 Normal incoming load.
Startup 03/28 12:00 -3.39 Normal incoming load.
Startup 03/28 13:00 -3.35 Normal incoming load.
Startup 03/28 14:00 -3.33 Normal incoming load.
Startup 03/28 15:00 -3.31 Normal incoming load.
Startup 03/28 16:00 -3.59 Normal incoming load.
Startup 03/28 17:00 -3.59 Normal incoming load.
Startup 03/28 18:00 -3.55 Normal incoming load.
Startup 03/28 19:00 -3.62 Normal incoming load.
Startup 03/28 20:00 -3.73 Normal incoming load.
Startup 03/28 21:00 -3.69 Normal incoming load.
Startup 03/28 22:00 -3.68 Normal incoming load.
Startup 03/28 23:00 -3.67 Normal incoming load.
Startup 03/29 00:00 -3.66 Normal incoming load.
Startup 03/29 01:00 -3.72 Normal incoming load.
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Startup 03/29 02:00 -3.63 Normal incoming load.
Startup 03/29 03:00 -3.74 Normal incoming load.
Startup 03/29 04:00 -3.86 Normal incoming load.
Startup 03/29 05:00 -3.92 Normal incoming load.
Startup 03/29 06:00 -4.01 Normal incoming load.
Startup 03/29 07:00 -3.97 Normal incoming load.
Startup 03/29 08:00 -3.75 Normal incoming load.
Startup 03/29 09:00 -3.31 Normal incoming load.
Startup 03/29 10:00 -3.33 Normal incoming load.
Startup 03/29 11:00 -6.23 2R14 Refueling Outage support.
Startup 03/29 12:00 -3.41 Normal incoming load.
Startup 03/29 13:00 -3.19 Normal incoming load.
Startup 03/29 14:00 -3.19 Normal incoming load.
Startup 03/29 15:00 -3.29 Normal incoming load.
Startup 03/29 16:00 -3.24 Normal incoming load.
Startup 03/29 17:00 -3.17 Normal incoming load.
Startup 03/29 18:00 -3.18 Normal incoming load.
Startup 03/29 19:00 -3.27 Normal incoming load.
Startup 03/29 20:00 -3.51 Normal incoming load.
Startup 03/29 21:00 -3.39 Normal incoming load.
Startup 03/29 22:00 -3.5 Normal incoming load.
Startup 03/29 23:00 -3.45 Normal incoming load.
Startup 03/30 00:00 -3.48 Normal incoming load.
Startup 03/30 01:00 -3.46 Normal incoming load.
Startup 03/30 02:00 -3.49 Normal incoming load.
Startup 03/30 03:00 -3.5 Normal incoming load.
Startup 03/30 04:00 -3.6 Normal incoming load.
Startup 03/30 05:00 -3.54 Normal incoming load.
Startup 03/30 06:00 -3.56 Normal incoming load.
Startup 03/30 07:00 -3.57 Normal incoming load.
Startup 03/30 08:00 -3.47 Normal incoming load.
Startup 03/30 09:00 -3.39 Normal incoming load.
Startup 03/30 10:00 -3.28 Normal incoming load.
Startup 03/30 11:00 -3.3 Normal incoming load.
Startup 03/30 12:00 -3.26 Normal incoming load.
Startup 03/30 13:00 -3.13 Normal incoming load.
Startup 03/30 14:00 -3.22 Normal incoming load.
Startup 03/30 15:00 -3.18 Normal incoming load.
Startup 03/30 16:00 -3.18 Normal incoming load.
Startup 03/30 17:00 -3.22 Normal incoming load.
Startup 03/30 18:00 -3.22 Normal incoming load.
Startup 03/30 19:00 -3.32 Normal incoming load.
Startup 03/30 20:00 -3.47 Normal incoming load.
Startup 03/30 21:00 -3.49 Normal incoming load.
Startup 03/30 22:00 -3.54 Normal incoming load.
Startup 03/30 23:00 -3.53 Normal incoming load.
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Startup 03/31 00:00 -3.48 Normal incoming load.
Startup 03/31 01:00 -3.49 Normal incoming load.
Startup 03/31 02:00 -3.56 Normal incoming load.
Startup 03/31 03:00 -3.6 Normal incoming load.
Startup 03/31 04:00 -3.71 Normal incoming load.
Startup 03/31 05:00 -3.69 Normal incoming load.
Startup 03/31 06:00 -3.83 Normal incoming load.
Startup 03/31 07:00 -4 Normal incoming load.
Startup 03/31 08:00 -4.07 Normal incoming load.
Startup 03/31 09:00 -4.02 Normal incoming load.
Startup 03/31 10:00 -4 Normal incoming load.
Startup 03/31 11:00 -3.83 Normal incoming load.
Startup 03/31 12:00 -3.63 Normal incoming load.
Startup 03/31 13:00 -3.49 Normal incoming load.
Startup 03/31 14:00 -3.53 Normal incoming load.
Startup 03/31 15:00 -3.26 Normal incoming load.
Startup 03/31 16:00 -3.26 Normal incoming load.
Startup 03/31 17:00 -3.4 Normal incoming load.
Startup 03/31 18:00 -3.36 Normal incoming load.
Startup 03/31 19:00 -3.39 Normal incoming load.
Startup 03/31 20:00 -3.43 Normal incoming load.
Startup 03/31 21:00 -3.42 Normal incoming load.
Startup 03/31 22:00 -3.45 Normal incoming load.
Startup 03/31 23:00 -3.47 Normal incoming load.
Startup Total March -2,906.00 ATS ISO Meter data appears to be AOK
Startup 04/01 00:00 -3.4 Normal incoming load.
Startup 04/01 01:00 -3.46 Normal incoming load.
Startup 04/01 02:00 -3.43 Normal incoming load.
Startup 04/01 03:00 -3.49 Normal incoming load.
Startup 04/01 04:00 -3.6 Normal incoming load.
Startup 04/01 05:00 -3.54 Normal incoming load.
Startup 04/01 06:00 -3.83 Normal incoming load.
Startup 04/01 07:00 -3.81 Normal incoming load.
Startup 04/01 08:00 -3.77 Normal incoming load.
Startup 04/01 09:00 -3.75 Normal incoming load.
Startup 04/01 10:00 -3.7 Normal incoming load.
Startup 04/01 11:00 -3.51 Normal incoming load.
Startup 04/01 12:00 -3.37 Normal incoming load.
Startup 04/01 13:00 -3.3 Normal incoming load.
Startup 04/01 14:00 -3.31 Normal incoming load.
Startup 04/01 15:00 -3.18 Normal incoming load.
Startup 04/01 16:00 -3.11 Normal incoming load.
Startup 04/01 17:00 -2.99 Normal incoming load.
Startup 04/01 18:00 -2.97 Normal incoming load.
Startup 04/01 19:00 -3.12 Normal incoming load.
Startup 04/01 20:00 -3.26 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 04/01 21:00 -3.23 Normal incoming load.
Startup 04/01 22:00 -3.2 Normal incoming load.
Startup 04/01 23:00 -3.26 Normal incoming load.
Startup 04/02 00:00 -3.13 Normal incoming load.
Startup 04/02 01:00 -3.26 Normal incoming load.
Startup 04/02 02:00 -3.23 Normal incoming load.
Startup 04/02 03:00 -3.25 Normal incoming load.
Startup 04/02 04:00 -3.35 Normal incoming load.
Startup 04/02 05:00 -3.34 Normal incoming load.
Startup 04/02 06:00 -3.55 Normal incoming load.
Startup 04/02 07:00 -3.57 Normal incoming load.
Startup 04/02 08:00 -3.53 Normal incoming load.
Startup 04/02 09:00 -3.74 Normal incoming load.
Startup 04/02 10:00 -3.72 Normal incoming load.
Startup 04/02 11:00 -3.79 Normal incoming load.
Startup 04/02 12:00 -3.86 Normal incoming load.
Startup 04/02 13:00 -3.8 Normal incoming load.
Startup 04/02 14:00 -3.91 Normal incoming load.
Startup 04/02 15:00 -4.06 Normal incoming load.
Startup 04/02 16:00 -4.11 Normal incoming load.
Startup 04/02 17:00 -4.02 Normal incoming load.
Startup 04/02 18:00 -3.91 Normal incoming load.
Startup 04/02 19:00 -4.01 Normal incoming load.
Startup 04/02 20:00 -4.08 Normal incoming load.
Startup 04/02 21:00 -4.06 Normal incoming load.
Startup 04/02 22:00 -4.12 Normal incoming load.
Startup 04/02 23:00 -4.05 Normal incoming load.
Startup 04/03 00:00 -3.95 Normal incoming load.
Startup 04/03 01:00 -3.94 Normal incoming load.
Startup 04/03 02:00 -3.93 Normal incoming load.
Startup 04/03 03:00 -3.93 Normal incoming load.
Startup 04/03 04:00 -3.94 Normal incoming load.
Startup 04/03 05:00 -4 Normal incoming load.
Startup 04/03 06:00 -4.01 Normal incoming load.
Startup 04/03 07:00 -4.05 Normal incoming load.
Startup 04/03 08:00 -3.92 Normal incoming load.
Startup 04/03 09:00 -3.81 Normal incoming load.
Startup 04/03 10:00 -3.95 Normal incoming load.
Startup 04/03 11:00 -4.1 Normal incoming load.
Startup 04/03 12:00 -3.71 Normal incoming load.
Startup 04/03 13:00 -3.67 Normal incoming load.
Startup 04/03 14:00 -3.68 Normal incoming load.
Startup 04/03 15:00 -3.59 Normal incoming load.
Startup 04/03 16:00 -3.57 Normal incoming load.
Startup 04/03 17:00 -3.68 Normal incoming load.
Startup 04/03 18:00 -3.78 Normal incoming load.

Start-Up Load 49 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
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Startup 04/03 19:00 -3.84 Normal incoming load.
Startup 04/03 20:00 -3.98 Normal incoming load.
Startup 04/03 21:00 -4.02 Normal incoming load.
Startup 04/03 22:00 -3.99 Normal incoming load.
Startup 04/03 23:00 -4.06 Normal incoming load.
Startup 04/04 00:00 -3.89 Normal incoming load.
Startup 04/04 01:00 -4 Normal incoming load.
Startup 04/04 02:00 -3.95 Normal incoming load.
Startup 04/04 03:00 -4 Normal incoming load.
Startup 04/04 04:00 -4.09 Normal incoming load.
Startup 04/04 05:00 -4.03 Normal incoming load.
Startup 04/04 06:00 -4.14 Normal incoming load.
Startup 04/04 07:00 -4.12 Normal incoming load.
Startup 04/04 08:00 -3.84 Normal incoming load.
Startup 04/04 09:00 -3.68 Normal incoming load.
Startup 04/04 10:00 -3.69 Normal incoming load.
Startup 04/04 11:00 -3.51 Normal incoming load.
Startup 04/04 12:00 -3.27 Normal incoming load.
Startup 04/04 13:00 -3.21 Normal incoming load.
Startup 04/04 14:00 -3.13 Normal incoming load.
Startup 04/04 15:00 -3.1 Normal incoming load.
Startup 04/04 16:00 -3.37 Normal incoming load.
Startup 04/04 17:00 -3.44 Normal incoming load.
Startup 04/04 18:00 -3.37 Normal incoming load.
Startup 04/04 19:00 -3.47 Normal incoming load.
Startup 04/04 20:00 -3.54 Normal incoming load.
Startup 04/04 21:00 -3.59 Normal incoming load.
Startup 04/04 22:00 -3.71 Normal incoming load.
Startup 04/04 23:00 -3.65 Normal incoming load.
Startup 04/05 00:00 -3.6 Normal incoming load.
Startup 04/05 01:00 -3.64 Normal incoming load.
Startup 04/05 02:00 -3.61 Normal incoming load.
Startup 04/05 03:00 -3.63 Normal incoming load.
Startup 04/05 04:00 -3.7 Normal incoming load.
Startup 04/05 05:00 -3.7 Normal incoming load.
Startup 04/05 06:00 -3.9 Normal incoming load.
Startup 04/05 07:00 -3.76 Normal incoming load.
Startup 04/05 08:00 -3.75 Normal incoming load.
Startup 04/05 09:00 -3.4 Normal incoming load.
Startup 04/05 10:00 -3.19 Normal incoming load.
Startup 04/05 11:00 -3.13 Normal incoming load.
Startup 04/05 12:00 -3.13 Normal incoming load.
Startup 04/05 13:00 -3.08 Normal incoming load.
Startup 04/05 14:00 -3.05 Normal incoming load.
Startup 04/05 15:00 -3.11 Normal incoming load.
Startup 04/05 16:00 -3.12 Normal incoming load.
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Startup 04/05 17:00 -3.04 Normal incoming load.
Startup 04/05 18:00 -3.16 Normal incoming load.
Startup 04/05 19:00 -3.23 Normal incoming load.
Startup 04/05 20:00 -3.31 Normal incoming load.
Startup 04/05 21:00 -3.37 Normal incoming load.
Startup 04/05 22:00 -3.38 Normal incoming load.
Startup 04/05 23:00 -3.36 Normal incoming load.
Startup 04/06 00:00 -3.32 Normal incoming load.
Startup 04/06 01:00 -3.29 Normal incoming load.
Startup 04/06 02:00 -3.37 Normal incoming load.
Startup 04/06 03:00 -3.3 Normal incoming load.
Startup 04/06 04:00 -3.41 Normal incoming load.
Startup 04/06 05:00 -3.36 Normal incoming load.
Startup 04/06 06:00 -3.53 Normal incoming load.
Startup 04/06 07:00 -3.44 Normal incoming load.
Startup 04/06 08:00 -3.4 Normal incoming load.
Startup 04/06 09:00 -3.27 Normal incoming load.
Startup 04/06 10:00 -3.23 Normal incoming load.
Startup 04/06 11:00 -3.13 Normal incoming load.
Startup 04/06 12:00 -3.1 Normal incoming load.
Startup 04/06 13:00 -3.13 Normal incoming load.
Startup 04/06 14:00 -3.05 Normal incoming load.
Startup 04/06 15:00 -3.01 Normal incoming load.
Startup 04/06 16:00 -3.05 Normal incoming load.
Startup 04/06 17:00 -3.05 Normal incoming load.
Startup 04/06 18:00 -3.09 Normal incoming load.
Startup 04/06 19:00 -3.2 Normal incoming load.
Startup 04/06 20:00 -3.34 Normal incoming load.
Startup 04/06 21:00 -3.39 Normal incoming load.
Startup 04/06 22:00 -3.41 Normal incoming load.
Startup 04/06 23:00 -3.35 Normal incoming load.
Startup 04/07 00:00 -3.37 Normal incoming load.
Startup 04/07 01:00 -3.35 Normal incoming load.
Startup 04/07 02:00 -3.34 Normal incoming load.
Startup 04/07 03:00 -3.36 Normal incoming load.
Startup 04/07 04:00 -3.39 Normal incoming load.
Startup 04/07 05:00 -3.45 Normal incoming load.
Startup 04/07 06:00 -3.61 Normal incoming load.
Startup 04/07 07:00 -3.59 Normal incoming load.
Startup 04/07 08:00 -3.56 Normal incoming load.
Startup 04/07 09:00 -3.55 Normal incoming load.
Startup 04/07 10:00 -3.51 Normal incoming load.
Startup 04/07 11:00 -3.54 Normal incoming load.
Startup 04/07 12:00 -3.39 Normal incoming load.
Startup 04/07 13:00 -3.37 Normal incoming load.
Startup 04/07 14:00 -3.34 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Start-Up
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Startup 04/07 15:00 -3.18 Normal incoming load.
Startup 04/07 16:00 -3.38 Normal incoming load.
Startup 04/07 17:00 -3.45 Normal incoming load.
Startup 04/07 18:00 -3.45 Normal incoming load.
Startup 04/07 19:00 -3.51 Normal incoming load.
Startup 04/07 20:00 -3.58 Normal incoming load.
Startup 04/07 21:00 -3.6 Normal incoming load.
Startup 04/07 22:00 -3.62 Normal incoming load.
Startup 04/07 23:00 -3.64 Normal incoming load.
Startup 04/08 00:00 -3.54 Normal incoming load.
Startup 04/08 01:00 -3.6 Normal incoming load.
Startup 04/08 02:00 -3.61 Normal incoming load.
Startup 04/08 03:00 -3.64 Normal incoming load.
Startup 04/08 04:00 -3.67 Normal incoming load.
Startup 04/08 05:00 -3.7 Normal incoming load.
Startup 04/08 06:00 -3.89 Normal incoming load.
Startup 04/08 07:00 -3.76 Normal incoming load.
Startup 04/08 08:00 -3.85 Normal incoming load.
Startup 04/08 09:00 -4.06 Normal incoming load.
Startup 04/08 10:00 -4.01 Normal incoming load.
Startup 04/08 11:00 -3.82 Normal incoming load.
Startup 04/08 12:00 -3.85 Normal incoming load.
Startup 04/08 13:00 -3.82 Normal incoming load.
Startup 04/08 14:00 -3.82 Normal incoming load.
Startup 04/08 15:00 -3.9 Normal incoming load.
Startup 04/08 16:00 -4.08 Normal incoming load.
Startup 04/08 17:00 -3.73 Normal incoming load.
Startup 04/08 18:00 -3.7 Normal incoming load.
Startup 04/08 19:00 -3.74 Normal incoming load.
Startup 04/08 20:00 -3.88 Normal incoming load.
Startup 04/08 21:00 -3.96 Normal incoming load.
Startup 04/08 22:00 -3.95 Normal incoming load.
Startup 04/08 23:00 -3.98 Normal incoming load.
Startup 04/09 00:00 -3.94 Normal incoming load.
Startup 04/09 01:00 -3.88 Normal incoming load.
Startup 04/09 02:00 -3.88 Normal incoming load.
Startup 04/09 03:00 -3.86 Normal incoming load.
Startup 04/09 04:00 -3.96 Normal incoming load.
Startup 04/09 05:00 -3.94 Normal incoming load.
Startup 04/09 06:00 -4.15 Normal incoming load.
Startup 04/09 07:00 -4.2 Normal incoming load.
Startup 04/09 08:00 -4.12 Normal incoming load.
Startup 04/09 09:00 -3.81 Normal incoming load.
Startup 04/09 10:00 -3.68 Normal incoming load.
Startup 04/09 11:00 -3.68 Normal incoming load.
Startup 04/09 12:00 -3.78 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 04/09 13:00 -3.77 Normal incoming load.
Startup 04/09 14:00 -3.58 Normal incoming load.
Startup 04/09 15:00 -3.45 Normal incoming load.
Startup 04/09 16:00 -3.81 Normal incoming load.
Startup 04/09 17:00 -3.94 Normal incoming load.
Startup 04/09 18:00 -3.83 Normal incoming load.
Startup 04/09 19:00 -3.94 Normal incoming load.
Startup 04/09 20:00 -4.09 Normal incoming load.
Startup 04/09 21:00 -3.88 Normal incoming load.
Startup 04/09 22:00 -3.93 Normal incoming load.
Startup 04/09 23:00 -3.9 Normal incoming load.
Startup 04/10 00:00 -3.85 Normal incoming load.
Startup 04/10 01:00 -3.9 Normal incoming load.
Startup 04/10 02:00 -3.83 Normal incoming load.
Startup 04/10 03:00 -3.79 Normal incoming load.
Startup 04/10 04:00 -3.77 Normal incoming load.
Startup 04/10 05:00 -3.82 Normal incoming load.
Startup 04/10 06:00 -3.97 Normal incoming load.
Startup 04/10 07:00 -4.06 Normal incoming load.
Startup 04/10 08:00 -3.91 Normal incoming load.
Startup 04/10 09:00 -3.97 Normal incoming load.
Startup 04/10 10:00 -4 Normal incoming load.
Startup 04/10 11:00 -4.03 Normal incoming load.
Startup 04/10 12:00 -3.94 Normal incoming load.
Startup 04/10 13:00 -3.66 Normal incoming load.
Startup 04/10 14:00 -3.6 Normal incoming load.
Startup 04/10 15:00 -3.62 Normal incoming load.
Startup 04/10 16:00 -3.49 Normal incoming load.
Startup 04/10 17:00 -3.63 Normal incoming load.
Startup 04/10 18:00 -3.62 Normal incoming load.
Startup 04/10 19:00 -3.72 Normal incoming load.
Startup 04/10 20:00 -3.76 Normal incoming load.
Startup 04/10 21:00 -3.77 Normal incoming load.
Startup 04/10 22:00 -3.78 Normal incoming load.
Startup 04/10 23:00 -3.82 Normal incoming load.
Startup 04/11 00:00 -3.7 Normal incoming load.
Startup 04/11 01:00 -3.75 Normal incoming load.
Startup 04/11 02:00 -3.79 Normal incoming load.
Startup 04/11 03:00 -3.81 Normal incoming load.
Startup 04/11 04:00 -3.86 Normal incoming load.
Startup 04/11 05:00 -3.82 Normal incoming load.
Startup 04/11 06:00 -3.87 Normal incoming load.
Startup 04/11 07:00 -3.88 Normal incoming load.
Startup 04/11 08:00 -3.77 Normal incoming load.
Startup 04/11 09:00 -3.72 Normal incoming load.
Startup 04/11 10:00 -3.71 Normal incoming load.
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Startup 04/11 11:00 -3.44 Normal incoming load.
Startup 04/11 12:00 -3.41 Normal incoming load.
Startup 04/11 13:00 -3.48 Normal incoming load.
Startup 04/11 14:00 -3.52 Normal incoming load.
Startup 04/11 15:00 -3.79 Normal incoming load.
Startup 04/11 16:00 -3.99 Normal incoming load.
Startup 04/11 17:00 -3.92 Normal incoming load.
Startup 04/11 18:00 -3.98 Normal incoming load.
Startup 04/11 19:00 -4.01 Normal incoming load.
Startup 04/11 20:00 -4.03 Normal incoming load.
Startup 04/11 21:00 -4.06 Normal incoming load.
Startup 04/11 22:00 -3.93 Normal incoming load.
Startup 04/11 23:00 -37.22 2R14 Refueling Outage support.
Startup 04/12 00:00 -48.21 2R14 Refueling Outage support.
Startup 04/12 01:00 -48.15 2R14 Refueling Outage support.
Startup 04/12 02:00 -48.09 2R14 Refueling Outage support.
Startup 04/12 03:00 -48.11 2R14 Refueling Outage support.
Startup 04/12 04:00 -48.21 2R14 Refueling Outage support.
Startup 04/12 05:00 -48.03 2R14 Refueling Outage support.
Startup 04/12 06:00 -48.19 2R14 Refueling Outage support.
Startup 04/12 07:00 -48.09 2R14 Refueling Outage support.
Startup 04/12 08:00 -47.94 2R14 Refueling Outage support.
Startup 04/12 09:00 -47.78 2R14 Refueling Outage support.
Startup 04/12 10:00 -47.82 2R14 Refueling Outage support.
Startup 04/12 11:00 -48.1 2R14 Refueling Outage support.
Startup 04/12 12:00 -48.65 2R14 Refueling Outage support.
Startup 04/12 13:00 -13.67 2R14 Refueling Outage support.
Startup 04/12 14:00 -3.92 Normal incoming load.
Startup 04/12 15:00 -3.83 Normal incoming load.
Startup 04/12 16:00 -3.91 Normal incoming load.
Startup 04/12 17:00 -3.9 Normal incoming load.
Startup 04/12 18:00 -3.75 Normal incoming load.
Startup 04/12 19:00 -3.92 Normal incoming load.
Startup 04/12 20:00 -3.87 Normal incoming load.
Startup 04/12 21:00 -3.78 Normal incoming load.
Startup 04/12 22:00 -3.78 Normal incoming load.
Startup 04/12 23:00 -3.79 Normal incoming load.
Startup 04/13 00:00 -3.65 Normal incoming load.
Startup 04/13 01:00 -3.74 Normal incoming load.
Startup 04/13 02:00 -3.73 Normal incoming load.
Startup 04/13 03:00 -3.74 Normal incoming load.
Startup 04/13 04:00 -3.77 Normal incoming load.
Startup 04/13 05:00 -3.75 Normal incoming load.
Startup 04/13 06:00 -3.63 Normal incoming load.
Startup 04/13 07:00 -3.38 Normal incoming load.
Startup 04/13 08:00 -3.4 Normal incoming load.
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Startup 04/13 09:00 -3.3 Normal incoming load.
Startup 04/13 10:00 -3.35 Normal incoming load.
Startup 04/13 11:00 -3.52 Normal incoming load.
Startup 04/13 12:00 -3.55 Normal incoming load.
Startup 04/13 13:00 -3.61 Normal incoming load.
Startup 04/13 14:00 -3.66 Normal incoming load.
Startup 04/13 15:00 -3.67 Normal incoming load.
Startup 04/13 16:00 -3.64 Normal incoming load.
Startup 04/13 17:00 -3.55 Normal incoming load.
Startup 04/13 18:00 -3.54 Normal incoming load.
Startup 04/13 19:00 -3.56 Normal incoming load.
Startup 04/13 20:00 -3.69 Normal incoming load.
Startup 04/13 21:00 -3.68 Normal incoming load.
Startup 04/13 22:00 -3.67 Normal incoming load.
Startup 04/13 23:00 -3.64 Normal incoming load.
Startup 04/14 00:00 -3.59 Normal incoming load.
Startup 04/14 01:00 -3.71 Normal incoming load.
Startup 04/14 02:00 -3.71 Normal incoming load.
Startup 04/14 03:00 -3.68 Normal incoming load.
Startup 04/14 04:00 -3.69 Normal incoming load.
Startup 04/14 05:00 -3.79 Normal incoming load.
Startup 04/14 06:00 -3.98 Normal incoming load.
Startup 04/14 07:00 -3.95 Normal incoming load.
Startup 04/14 08:00 -3.61 Normal incoming load.
Startup 04/14 09:00 -3.68 Normal incoming load.
Startup 04/14 10:00 -3.68 Normal incoming load.
Startup 04/14 11:00 -3.72 Normal incoming load.
Startup 04/14 12:00 -3.65 Normal incoming load.
Startup 04/14 13:00 -3.63 Normal incoming load.
Startup 04/14 14:00 -3.84 Normal incoming load.
Startup 04/14 15:00 -3.82 Normal incoming load.
Startup 04/14 16:00 -3.69 Normal incoming load.
Startup 04/14 17:00 -3.67 Normal incoming load.
Startup 04/14 18:00 -3.74 Normal incoming load.
Startup 04/14 19:00 -3.72 Normal incoming load.
Startup 04/14 20:00 -3.76 Normal incoming load.
Startup 04/14 21:00 -3.83 Normal incoming load.
Startup 04/14 22:00 -3.79 Normal incoming load.
Startup 04/14 23:00 -3.78 Normal incoming load.
Startup 04/15 00:00 -3.73 Normal incoming load.
Startup 04/15 01:00 -3.74 Normal incoming load.
Startup 04/15 02:00 -3.84 Normal incoming load.
Startup 04/15 03:00 -3.59 Normal incoming load.
Startup 04/15 04:00 -3.73 Normal incoming load.
Startup 04/15 05:00 -3.88 Normal incoming load.
Startup 04/15 06:00 -4.01 Normal incoming load.

Start-Up Load 55 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
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Startup 04/15 07:00 -4.1 Normal incoming load.
Startup 04/15 08:00 -4.11 Normal incoming load.
Startup 04/15 09:00 -4.06 Normal incoming load.
Startup 04/15 10:00 -4.05 Normal incoming load.
Startup 04/15 11:00 -3.84 Normal incoming load.
Startup 04/15 12:00 -3.7 Normal incoming load.
Startup 04/15 13:00 -3.72 Normal incoming load.
Startup 04/15 14:00 -3.62 Normal incoming load.
Startup 04/15 15:00 -3.53 Normal incoming load.
Startup 04/15 16:00 -3.86 Normal incoming load.
Startup 04/15 17:00 -3.86 Normal incoming load.
Startup 04/15 18:00 -3.9 Normal incoming load.
Startup 04/15 19:00 -3.96 Normal incoming load.
Startup 04/15 20:00 -3.96 Normal incoming load.
Startup 04/15 21:00 -3.68 Normal incoming load.
Startup 04/15 22:00 -3.57 Normal incoming load.
Startup 04/15 23:00 -3.53 Normal incoming load.
Startup 04/16 00:00 -3.63 Normal incoming load.
Startup 04/16 01:00 -3.58 Normal incoming load.
Startup 04/16 02:00 -3.58 Normal incoming load.
Startup 04/16 03:00 -3.64 Normal incoming load.
Startup 04/16 04:00 -3.66 Normal incoming load.
Startup 04/16 05:00 -3.72 Normal incoming load.
Startup 04/16 06:00 -3.89 Normal incoming load.
Startup 04/16 07:00 -3.88 Normal incoming load.
Startup 04/16 08:00 -3.85 Normal incoming load.
Startup 04/16 09:00 -3.86 Normal incoming load.
Startup 04/16 10:00 -3.88 Normal incoming load.
Startup 04/16 11:00 -3.89 Normal incoming load.
Startup 04/16 12:00 -3.9 Normal incoming load.
Startup 04/16 13:00 -3.79 Normal incoming load.
Startup 04/16 14:00 -3.68 Normal incoming load.
Startup 04/16 15:00 -3.65 Normal incoming load.
Startup 04/16 16:00 -3.5 Normal incoming load.
Startup 04/16 17:00 -3.27 Normal incoming load.
Startup 04/16 18:00 -3.26 Normal incoming load.
Startup 04/16 19:00 -3.25 Normal incoming load.
Startup 04/16 20:00 -3.33 Normal incoming load.
Startup 04/16 21:00 -3.33 Normal incoming load.
Startup 04/16 22:00 -3.38 Normal incoming load.
Startup 04/16 23:00 -3.3 Normal incoming load.
Startup 04/17 00:00 -3.28 Normal incoming load.
Startup 04/17 01:00 -3.29 Normal incoming load.
Startup 04/17 02:00 -3.29 Normal incoming load.
Startup 04/17 03:00 -3.3 Normal incoming load.
Startup 04/17 04:00 -3.31 Normal incoming load.
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Startup 04/17 05:00 -3.37 Normal incoming load.
Startup 04/17 06:00 -3.46 Normal incoming load.
Startup 04/17 07:00 -3.55 Normal incoming load.
Startup 04/17 08:00 -3.51 Normal incoming load.
Startup 04/17 09:00 -3.65 Normal incoming load.
Startup 04/17 10:00 -3.63 Normal incoming load.
Startup 04/17 11:00 -3.58 Normal incoming load.
Startup 04/17 12:00 -3.5 Normal incoming load.
Startup 04/17 13:00 -3.33 Normal incoming load.
Startup 04/17 14:00 -3.08 Normal incoming load.
Startup 04/17 15:00 -2.95 Normal incoming load.
Startup 04/17 16:00 -3.09 Normal incoming load.
Startup 04/17 17:00 -3.08 Normal incoming load.
Startup 04/17 18:00 -3.43 Normal incoming load.
Startup 04/17 19:00 -3.54 Normal incoming load.
Startup 04/17 20:00 -3.55 Normal incoming load.
Startup 04/17 21:00 -3.54 Normal incoming load.
Startup 04/17 22:00 -3.56 Normal incoming load.
Startup 04/17 23:00 -3.51 Normal incoming load.
Startup 04/18 00:00 -3.46 Normal incoming load.
Startup 04/18 01:00 -3.54 Normal incoming load.
Startup 04/18 02:00 -3.58 Normal incoming load.
Startup 04/18 03:00 -3.61 Normal incoming load.
Startup 04/18 04:00 -3.66 Normal incoming load.
Startup 04/18 05:00 -3.69 Normal incoming load.
Startup 04/18 06:00 -3.75 Normal incoming load.
Startup 04/18 07:00 -3.6 Normal incoming load.
Startup 04/18 08:00 -3.4 Normal incoming load.
Startup 04/18 09:00 -3.31 Normal incoming load.
Startup 04/18 10:00 -3.3 Normal incoming load.
Startup 04/18 11:00 -3.29 Normal incoming load.
Startup 04/18 12:00 -3.27 Normal incoming load.
Startup 04/18 13:00 -3.23 Normal incoming load.
Startup 04/18 14:00 -3.24 Normal incoming load.
Startup 04/18 15:00 -3.17 Normal incoming load.
Startup 04/18 16:00 -3.17 Normal incoming load.
Startup 04/18 17:00 -3.18 Normal incoming load.
Startup 04/18 18:00 -3.15 Normal incoming load.
Startup 04/18 19:00 -3.19 Normal incoming load.
Startup 04/18 20:00 -3.28 Normal incoming load.
Startup 04/18 21:00 -3.29 Normal incoming load.
Startup 04/18 22:00 -3.27 Normal incoming load.
Startup 04/18 23:00 -3.26 Normal incoming load.
Startup 04/19 00:00 -3.24 Normal incoming load.
Startup 04/19 01:00 -3.24 Normal incoming load.
Startup 04/19 02:00 -3.32 Normal incoming load.
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ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 04/19 03:00 -3.34 Normal incoming load.
Startup 04/19 04:00 -3.43 Normal incoming load.
Startup 04/19 05:00 -3.37 Normal incoming load.
Startup 04/19 06:00 -3.4 Normal incoming load.
Startup 04/19 07:00 -3.36 Normal incoming load.
Startup 04/19 08:00 -3.4 Normal incoming load.
Startup 04/19 09:00 -3.4 Normal incoming load.
Startup 04/19 10:00 -3.41 Normal incoming load.
Startup 04/19 11:00 -3.43 Normal incoming load.
Startup 04/19 12:00 -3.39 Normal incoming load.
Startup 04/19 13:00 -3.35 Normal incoming load.
Startup 04/19 14:00 -3.26 Normal incoming load.
Startup 04/19 15:00 -3.14 Normal incoming load.
Startup 04/19 16:00 -2.93 Normal incoming load.
Startup 04/19 17:00 -2.93 Normal incoming load.
Startup 04/19 18:00 -2.97 Normal incoming load.
Startup 04/19 19:00 -3.02 Normal incoming load.
Startup 04/19 20:00 -3.21 Normal incoming load.
Startup 04/19 21:00 -3.25 Normal incoming load.
Startup 04/19 22:00 -3.19 Normal incoming load.
Startup 04/19 23:00 -3.22 Normal incoming load.
Startup 04/20 00:00 -3.16 Normal incoming load.
Startup 04/20 01:00 -3.17 Normal incoming load.
Startup 04/20 02:00 -3.2 Normal incoming load.
Startup 04/20 03:00 -3.21 Normal incoming load.
Startup 04/20 04:00 -3.28 Normal incoming load.
Startup 04/20 05:00 -3.33 Normal incoming load.
Startup 04/20 06:00 -3.33 Normal incoming load.
Startup 04/20 07:00 -3.25 Normal incoming load.
Startup 04/20 08:00 -3.19 Normal incoming load.
Startup 04/20 09:00 -3.05 Normal incoming load.
Startup 04/20 10:00 -2.99 Normal incoming load.
Startup 04/20 11:00 -2.98 Normal incoming load.
Startup 04/20 12:00 -2.92 Normal incoming load.
Startup 04/20 13:00 -2.89 Normal incoming load.
Startup 04/20 14:00 -2.85 Normal incoming load.
Startup 04/20 15:00 -2.88 Normal incoming load.
Startup 04/20 16:00 -2.88 Normal incoming load.
Startup 04/20 17:00 -2.86 Normal incoming load.
Startup 04/20 18:00 -2.9 Normal incoming load.
Startup 04/20 19:00 -2.97 Normal incoming load.
Startup 04/20 20:00 -3.08 Normal incoming load.
Startup 04/20 21:00 -3.11 Normal incoming load.
Startup 04/20 22:00 -3.13 Normal incoming load.
Startup 04/20 23:00 -3.17 Normal incoming load.
Startup 04/21 00:00 -3.06 Normal incoming load.
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Start-Up
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ISO Meter
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Startup 04/21 01:00 -3.07 Normal incoming load.
Startup 04/21 02:00 -3.08 Normal incoming load.
Startup 04/21 03:00 -3.17 Normal incoming load.
Startup 04/21 04:00 -3.19 Normal incoming load.
Startup 04/21 05:00 -3.32 Normal incoming load.
Startup 04/21 06:00 -3.41 Normal incoming load.
Startup 04/21 07:00 -3.49 Normal incoming load.
Startup 04/21 08:00 -3.64 Normal incoming load.
Startup 04/21 09:00 -3.67 Normal incoming load.
Startup 04/21 10:00 -3.4 Normal incoming load.
Startup 04/21 11:00 -3.22 Normal incoming load.
Startup 04/21 12:00 -3.33 Normal incoming load.
Startup 04/21 13:00 -3.32 Normal incoming load.
Startup 04/21 14:00 -3.32 Normal incoming load.
Startup 04/21 15:00 -3.24 Normal incoming load.
Startup 04/21 16:00 -3.05 Normal incoming load.
Startup 04/21 17:00 -2.92 Normal incoming load.
Startup 04/21 18:00 -2.94 Normal incoming load.
Startup 04/21 19:00 -3 Normal incoming load.
Startup 04/21 20:00 -3.1 Normal incoming load.
Startup 04/21 21:00 -3.11 Normal incoming load.
Startup 04/21 22:00 -3.1 Normal incoming load.
Startup 04/21 23:00 -3.1 Normal incoming load.
Startup 04/22 00:00 -3.1 Normal incoming load.
Startup 04/22 01:00 -3.18 Normal incoming load.
Startup 04/22 02:00 -3.16 Normal incoming load.
Startup 04/22 03:00 -3.17 Normal incoming load.
Startup 04/22 04:00 -3.21 Normal incoming load.
Startup 04/22 05:00 -3.32 Normal incoming load.
Startup 04/22 06:00 -3.47 Normal incoming load.
Startup 04/22 07:00 -3.53 Normal incoming load.
Startup 04/22 08:00 -3.42 Normal incoming load.
Startup 04/22 09:00 -3.35 Normal incoming load.
Startup 04/22 10:00 -3.38 Normal incoming load.
Startup 04/22 11:00 -3.49 Normal incoming load.
Startup 04/22 12:00 -3.55 Normal incoming load.
Startup 04/22 13:00 -3.5 Normal incoming load.
Startup 04/22 14:00 -3.29 Normal incoming load.
Startup 04/22 15:00 -3.27 Normal incoming load.
Startup 04/22 16:00 -3.33 Normal incoming load.
Startup 04/22 17:00 -3.26 Normal incoming load.
Startup 04/22 18:00 -3.2 Normal incoming load.
Startup 04/22 19:00 -3.3 Normal incoming load.
Startup 04/22 20:00 -3.41 Normal incoming load.
Startup 04/22 21:00 -3.43 Normal incoming load.
Startup 04/22 22:00 -3.31 Normal incoming load.
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ATS
Start-Up
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Startup 04/22 23:00 -3.35 Normal incoming load.
Startup 04/23 00:00 -3.33 Normal incoming load.
Startup 04/23 01:00 -3.31 Normal incoming load.
Startup 04/23 02:00 -3.31 Normal incoming load.
Startup 04/23 03:00 -3.27 Normal incoming load.
Startup 04/23 04:00 -3.36 Normal incoming load.
Startup 04/23 05:00 -3.4 Normal incoming load.
Startup 04/23 06:00 -3.44 Normal incoming load.
Startup 04/23 07:00 -3.21 Normal incoming load.
Startup 04/23 08:00 -3.18 Normal incoming load.
Startup 04/23 09:00 -3.22 Normal incoming load.
Startup 04/23 10:00 -3.38 Normal incoming load.
Startup 04/23 11:00 -3.5 Normal incoming load.
Startup 04/23 12:00 -3.33 Normal incoming load.
Startup 04/23 13:00 -3.3 Normal incoming load.
Startup 04/23 14:00 -3.05 Normal incoming load.
Startup 04/23 15:00 -2.97 Normal incoming load.
Startup 04/23 16:00 -3.37 Normal incoming load.
Startup 04/23 17:00 -3.44 Normal incoming load.
Startup 04/23 18:00 -3.38 Normal incoming load.
Startup 04/23 19:00 -3.44 Normal incoming load.
Startup 04/23 20:00 -3.52 Normal incoming load.
Startup 04/23 21:00 -3.53 Normal incoming load.
Startup 04/23 22:00 -3.62 Normal incoming load.
Startup 04/23 23:00 -3.63 Normal incoming load.
Startup 04/24 00:00 -3.56 Normal incoming load.
Startup 04/24 01:00 -3.6 Normal incoming load.
Startup 04/24 02:00 -3.62 Normal incoming load.
Startup 04/24 03:00 -3.61 Normal incoming load.
Startup 04/24 04:00 -3.74 Normal incoming load.
Startup 04/24 05:00 -3.79 Normal incoming load.
Startup 04/24 06:00 -3.85 Normal incoming load.
Startup 04/24 07:00 -3.89 Normal incoming load.
Startup 04/24 08:00 -3.79 Normal incoming load.
Startup 04/24 09:00 -3.55 Normal incoming load.
Startup 04/24 10:00 -3.38 Normal incoming load.
Startup 04/24 11:00 -3.36 Normal incoming load.
Startup 04/24 12:00 -3.37 Normal incoming load.
Startup 04/24 13:00 -3.3 Normal incoming load.
Startup 04/24 14:00 -3.34 Normal incoming load.
Startup 04/24 15:00 -3.29 Normal incoming load.
Startup 04/24 16:00 -3.13 Normal incoming load.
Startup 04/24 17:00 -3.03 Normal incoming load.
Startup 04/24 18:00 -2.97 Normal incoming load.
Startup 04/24 19:00 -3.01 Normal incoming load.
Startup 04/24 20:00 -3.14 Normal incoming load.
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ATS
Start-Up
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ISO Meter
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Startup 04/24 21:00 -3.19 Normal incoming load.
Startup 04/24 22:00 -3.18 Normal incoming load.
Startup 04/24 23:00 -3.16 Normal incoming load.
Startup 04/25 00:00 -3.08 Normal incoming load.
Startup 04/25 01:00 -3.11 Normal incoming load.
Startup 04/25 02:00 -3.08 Normal incoming load.
Startup 04/25 03:00 -3.08 Normal incoming load.
Startup 04/25 04:00 -3.12 Normal incoming load.
Startup 04/25 05:00 -3.19 Normal incoming load.
Startup 04/25 06:00 -3.25 Normal incoming load.
Startup 04/25 07:00 -3.22 Normal incoming load.
Startup 04/25 08:00 -3.1 Normal incoming load.
Startup 04/25 09:00 -2.98 Normal incoming load.
Startup 04/25 10:00 -3.01 Normal incoming load.
Startup 04/25 11:00 -3.05 Normal incoming load.
Startup 04/25 12:00 -3.06 Normal incoming load.
Startup 04/25 13:00 -3 Normal incoming load.
Startup 04/25 14:00 -2.69 Normal incoming load.
Startup 04/25 15:00 -2.74 Normal incoming load.
Startup 04/25 16:00 -2.68 Normal incoming load.
Startup 04/25 17:00 -2.62 Normal incoming load.
Startup 04/25 18:00 -2.58 Normal incoming load.
Startup 04/25 19:00 -2.64 Normal incoming load.
Startup 04/25 20:00 -2.77 Normal incoming load.
Startup 04/25 21:00 -2.83 Normal incoming load.
Startup 04/25 22:00 -2.89 Normal incoming load.
Startup 04/25 23:00 -2.86 Normal incoming load.
Startup 04/26 00:00 -2.8 Normal incoming load.
Startup 04/26 01:00 -2.82 Normal incoming load.
Startup 04/26 02:00 -2.75 Normal incoming load.
Startup 04/26 03:00 -2.74 Normal incoming load.
Startup 04/26 04:00 -2.8 Normal incoming load.
Startup 04/26 05:00 -2.71 Normal incoming load.
Startup 04/26 06:00 -2.7 Normal incoming load.
Startup 04/26 07:00 -2.65 Normal incoming load.
Startup 04/26 08:00 -2.56 Normal incoming load.
Startup 04/26 09:00 -2.55 Normal incoming load.
Startup 04/26 10:00 -2.61 Normal incoming load.
Startup 04/26 11:00 -2.61 Normal incoming load.
Startup 04/26 12:00 -2.62 Normal incoming load.
Startup 04/26 13:00 -2.58 Normal incoming load.
Startup 04/26 14:00 -2.52 Normal incoming load.
Startup 04/26 15:00 -2.69 Normal incoming load.
Startup 04/26 16:00 -2.67 Normal incoming load.
Startup 04/26 17:00 -2.69 Normal incoming load.
Startup 04/26 18:00 -2.68 Normal incoming load.
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Startup 04/26 19:00 -2.74 Normal incoming load.
Startup 04/26 20:00 -2.82 Normal incoming load.
Startup 04/26 21:00 -2.84 Normal incoming load.
Startup 04/26 22:00 -2.87 Normal incoming load.
Startup 04/26 23:00 -2.86 Normal incoming load.
Startup 04/27 00:00 -2.76 Normal incoming load.
Startup 04/27 01:00 -2.85 Normal incoming load.
Startup 04/27 02:00 -2.85 Normal incoming load.
Startup 04/27 03:00 -2.8 Normal incoming load.
Startup 04/27 04:00 -2.88 Normal incoming load.
Startup 04/27 05:00 -2.87 Normal incoming load.
Startup 04/27 06:00 -2.84 Normal incoming load.
Startup 04/27 07:00 -2.77 Normal incoming load.
Startup 04/27 08:00 -2.71 Normal incoming load.
Startup 04/27 09:00 -2.66 Normal incoming load.
Startup 04/27 10:00 -2.7 Normal incoming load.
Startup 04/27 11:00 -2.74 Normal incoming load.
Startup 04/27 12:00 -2.78 Normal incoming load.
Startup 04/27 13:00 -2.78 Normal incoming load.
Startup 04/27 14:00 -2.77 Normal incoming load.
Startup 04/27 15:00 -2.74 Normal incoming load.
Startup 04/27 16:00 -2.72 Normal incoming load.
Startup 04/27 17:00 -2.71 Normal incoming load.
Startup 04/27 18:00 -2.73 Normal incoming load.
Startup 04/27 19:00 -2.74 Normal incoming load.
Startup 04/27 20:00 -2.85 Normal incoming load.
Startup 04/27 21:00 -2.9 Normal incoming load.
Startup 04/27 22:00 -2.84 Normal incoming load.
Startup 04/27 23:00 -2.87 Normal incoming load.
Startup 04/28 00:00 -2.82 Normal incoming load.
Startup 04/28 01:00 -2.86 Normal incoming load.
Startup 04/28 02:00 -2.85 Normal incoming load.
Startup 04/28 03:00 -2.9 Normal incoming load.
Startup 04/28 04:00 -2.97 Normal incoming load.
Startup 04/28 05:00 -3.02 Normal incoming load.
Startup 04/28 06:00 -3.14 Normal incoming load.
Startup 04/28 07:00 -3.32 Normal incoming load.
Startup 04/28 08:00 -3.6 Normal incoming load.
Startup 04/28 09:00 -3.7 Normal incoming load.
Startup 04/28 10:00 -3.64 Normal incoming load.
Startup 04/28 11:00 -3.7 Normal incoming load.
Startup 04/28 12:00 -3.66 Normal incoming load.
Startup 04/28 13:00 -3.59 Normal incoming load.
Startup 04/28 14:00 -3.47 Normal incoming load.
Startup 04/28 15:00 -3.35 Normal incoming load.
Startup 04/28 16:00 -3.59 Normal incoming load.
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Startup 04/28 17:00 -3.46 Normal incoming load.
Startup 04/28 18:00 -3.42 Normal incoming load.
Startup 04/28 19:00 -3.51 Normal incoming load.
Startup 04/28 20:00 -3.58 Normal incoming load.
Startup 04/28 21:00 -3.59 Normal incoming load.
Startup 04/28 22:00 -3.59 Normal incoming load.
Startup 04/28 23:00 -3.57 Normal incoming load.
Startup 04/29 00:00 -3.62 Normal incoming load.
Startup 04/29 01:00 -3.62 Normal incoming load.
Startup 04/29 02:00 -3.7 Normal incoming load.
Startup 04/29 03:00 -3.74 Normal incoming load.
Startup 04/29 04:00 -3.78 Normal incoming load.
Startup 04/29 05:00 -3.83 Normal incoming load.
Startup 04/29 06:00 -3.94 Normal incoming load.
Startup 04/29 07:00 -3.93 Normal incoming load.
Startup 04/29 08:00 -3.9 Normal incoming load.
Startup 04/29 09:00 -3.88 Normal incoming load.
Startup 04/29 10:00 -3.94 Normal incoming load.
Startup 04/29 11:00 -3.63 Normal incoming load.
Startup 04/29 12:00 -3.63 Normal incoming load.
Startup 04/29 13:00 -3.47 Normal incoming load.
Startup 04/29 14:00 -3.49 Normal incoming load.
Startup 04/29 15:00 -3.65 Normal incoming load.
Startup 04/29 16:00 -3.69 Normal incoming load.
Startup 04/29 17:00 -3.6 Normal incoming load.
Startup 04/29 18:00 -3.56 Normal incoming load.
Startup 04/29 19:00 -3.71 Normal incoming load.
Startup 04/29 20:00 -3.8 Normal incoming load.
Startup 04/29 21:00 -3.82 Normal incoming load.
Startup 04/29 22:00 -3.8 Normal incoming load.
Startup 04/29 23:00 -3.78 Normal incoming load.
Startup 04/30 00:00 -3.78 Normal incoming load.
Startup 04/30 01:00 -3.76 Normal incoming load.
Startup 04/30 02:00 -3.81 Normal incoming load.
Startup 04/30 03:00 -3.85 Normal incoming load.
Startup 04/30 04:00 -3.9 Normal incoming load.
Startup 04/30 05:00 -3.9 Normal incoming load.
Startup 04/30 06:00 -4.07 Normal incoming load.
Startup 04/30 07:00 -4.04 Normal incoming load.
Startup 04/30 08:00 -3.97 Normal incoming load.
Startup 04/30 09:00 -3.98 Normal incoming load.
Startup 04/30 10:00 -3.91 Normal incoming load.
Startup 04/30 11:00 -3.79 Normal incoming load.
Startup 04/30 12:00 -3.77 Normal incoming load.
Startup 04/30 13:00 -3.78 Normal incoming load.
Startup 04/30 14:00 -3.72 Normal incoming load.

Start-Up Load 63 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
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Startup 04/30 15:00 -3.85 Normal incoming load.
Startup 04/30 16:00 -3.77 Normal incoming load.
Startup 04/30 17:00 -3.65 Normal incoming load.
Startup 04/30 18:00 -3.62 Normal incoming load.
Startup 04/30 19:00 -3.82 Normal incoming load.
Startup 04/30 20:00 -3.82 Normal incoming load.
Startup 04/30 21:00 -3.77 Normal incoming load.
Startup 04/30 22:00 -3.74 Normal incoming load.
Startup 04/30 23:00 -3.73 Normal incoming load.
Startup Total April -3,125.25 ATS ISO Meter data appears to be AOK
Startup 05/01 00:00 -3.68 Normal incoming load.
Startup 05/01 01:00 -3.77 Normal incoming load.
Startup 05/01 02:00 -3.78 Normal incoming load.
Startup 05/01 03:00 -3.77 Normal incoming load.
Startup 05/01 04:00 -3.84 Normal incoming load.
Startup 05/01 05:00 -3.87 Normal incoming load.
Startup 05/01 06:00 -3.96 Normal incoming load.
Startup 05/01 07:00 -3.98 Normal incoming load.
Startup 05/01 08:00 -3.94 Normal incoming load.
Startup 05/01 09:00 -4 Normal incoming load.
Startup 05/01 10:00 -4.09 Normal incoming load.
Startup 05/01 11:00 -4.12 Normal incoming load.
Startup 05/01 12:00 -3.84 Normal incoming load.
Startup 05/01 13:00 -3.79 Normal incoming load.
Startup 05/01 14:00 -3.67 Normal incoming load.
Startup 05/01 15:00 -3.76 Normal incoming load.
Startup 05/01 16:00 -3.72 Normal incoming load.
Startup 05/01 17:00 -3.44 Normal incoming load.
Startup 05/01 18:00 -3.42 Normal incoming load.
Startup 05/01 19:00 -3.43 Normal incoming load.
Startup 05/01 20:00 -3.55 Normal incoming load.
Startup 05/01 21:00 -3.55 Normal incoming load.
Startup 05/01 22:00 -3.61 Normal incoming load.
Startup 05/01 23:00 -3.57 Normal incoming load.
Startup 05/02 00:00 -3.58 Normal incoming load.
Startup 05/02 01:00 -3.58 Normal incoming load.
Startup 05/02 02:00 -3.6 Normal incoming load.
Startup 05/02 03:00 -3.62 Normal incoming load.
Startup 05/02 04:00 -3.64 Normal incoming load.
Startup 05/02 05:00 -3.67 Normal incoming load.
Startup 05/02 06:00 -3.7 Normal incoming load.
Startup 05/02 07:00 -3.66 Normal incoming load.
Startup 05/02 08:00 -3.58 Normal incoming load.
Startup 05/02 09:00 -3.59 Normal incoming load.
Startup 05/02 10:00 -3.46 Normal incoming load.
Startup 05/02 11:00 -3.28 Normal incoming load.
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Startup 05/02 12:00 -3.18 Normal incoming load.
Startup 05/02 13:00 -3.12 Normal incoming load.
Startup 05/02 14:00 -3.05 Normal incoming load.
Startup 05/02 15:00 -3.03 Normal incoming load.
Startup 05/02 16:00 -3.09 Normal incoming load.
Startup 05/02 17:00 -3.4 Normal incoming load.
Startup 05/02 18:00 -3.4 Normal incoming load.
Startup 05/02 19:00 -3.43 Normal incoming load.
Startup 05/02 20:00 -3.54 Normal incoming load.
Startup 05/02 21:00 -3.58 Normal incoming load.
Startup 05/02 22:00 -3.54 Normal incoming load.
Startup 05/02 23:00 -3.55 Normal incoming load.
Startup 05/03 00:00 -3.54 Normal incoming load.
Startup 05/03 01:00 -3.61 Normal incoming load.
Startup 05/03 02:00 -3.64 Normal incoming load.
Startup 05/03 03:00 -3.68 Normal incoming load.
Startup 05/03 04:00 -3.66 Normal incoming load.
Startup 05/03 05:00 -3.64 Normal incoming load.
Startup 05/03 06:00 -3.69 Normal incoming load.
Startup 05/03 07:00 -3.54 Normal incoming load.
Startup 05/03 08:00 -3.23 Normal incoming load.
Startup 05/03 09:00 -3.22 Normal incoming load.
Startup 05/03 10:00 -3.13 Normal incoming load.
Startup 05/03 11:00 -3.15 Normal incoming load.
Startup 05/03 12:00 -3.36 Normal incoming load.
Startup 05/03 13:00 -3.4 Normal incoming load.
Startup 05/03 14:00 -3.43 Normal incoming load.
Startup 05/03 15:00 -3.35 Normal incoming load.
Startup 05/03 16:00 -3.37 Normal incoming load.
Startup 05/03 17:00 -3.38 Normal incoming load.
Startup 05/03 18:00 -3.43 Normal incoming load.
Startup 05/03 19:00 -3.47 Normal incoming load.
Startup 05/03 20:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/03 21:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/03 22:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/03 23:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 00:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 01:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 02:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 03:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 04:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 05:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 06:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 07:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 08:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 09:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/04 10:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 11:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 12:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 13:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 14:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 15:00 -3.43 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/04 16:00 -3.38 Normal incoming load.
Startup 05/04 17:00 -3.37 Normal incoming load.
Startup 05/04 18:00 -3.44 Normal incoming load.
Startup 05/04 19:00 -3.54 Normal incoming load.
Startup 05/04 20:00 -3.66 Normal incoming load.
Startup 05/04 21:00 -3.68 Normal incoming load.
Startup 05/04 22:00 -3.6 Normal incoming load.
Startup 05/04 23:00 -3.56 Normal incoming load.
Startup 05/05 00:00 -3.54 Normal incoming load.
Startup 05/05 01:00 -3.52 Normal incoming load.
Startup 05/05 02:00 -3.59 Normal incoming load.
Startup 05/05 03:00 -3.56 Normal incoming load.
Startup 05/05 04:00 -3.64 Normal incoming load.
Startup 05/05 05:00 -3.7 Normal incoming load.
Startup 05/05 06:00 -3.82 Normal incoming load.
Startup 05/05 07:00 -3.87 Normal incoming load.
Startup 05/05 08:00 -4.13 Normal incoming load.
Startup 05/05 09:00 -4.05 Normal incoming load.
Startup 05/05 10:00 -3.99 Normal incoming load.
Startup 05/05 11:00 -3.76 Normal incoming load.
Startup 05/05 12:00 -3.57 Normal incoming load.
Startup 05/05 13:00 -3.4 Normal incoming load.
Startup 05/05 14:00 -3.25 Normal incoming load.
Startup 05/05 15:00 -3.38 Normal incoming load.
Startup 05/05 16:00 -3.54 Normal incoming load.
Startup 05/05 17:00 -3.4 Normal incoming load.
Startup 05/05 18:00 -3.39 Normal incoming load.
Startup 05/05 19:00 -3.4 Normal incoming load.
Startup 05/05 20:00 -3.52 Normal incoming load.
Startup 05/05 21:00 -3.56 Normal incoming load.
Startup 05/05 22:00 -3.53 Normal incoming load.
Startup 05/05 23:00 -3.51 Normal incoming load.
Startup 05/06 00:00 -3.52 Normal incoming load.
Startup 05/06 01:00 -3.6 Normal incoming load.
Startup 05/06 02:00 -3.57 Normal incoming load.
Startup 05/06 03:00 -3.58 Normal incoming load.
Startup 05/06 04:00 -3.64 Normal incoming load.
Startup 05/06 05:00 -3.7 Normal incoming load.
Startup 05/06 06:00 -3.81 Normal incoming load.
Startup 05/06 07:00 -3.85 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/06 08:00 -3.83 Normal incoming load.
Startup 05/06 09:00 -3.84 Normal incoming load.
Startup 05/06 10:00 -3.82 Normal incoming load.
Startup 05/06 11:00 -3.75 Normal incoming load.
Startup 05/06 12:00 -3.76 Normal incoming load.
Startup 05/06 13:00 -3.79 Normal incoming load.
Startup 05/06 14:00 -3.61 Normal incoming load.
Startup 05/06 15:00 -3.45 Normal incoming load.
Startup 05/06 16:00 -3.42 Normal incoming load.
Startup 05/06 17:00 -3.26 Normal incoming load.
Startup 05/06 18:00 -3.5 Normal incoming load.
Startup 05/06 19:00 -3.51 Normal incoming load.
Startup 05/06 20:00 -3.57 Normal incoming load.
Startup 05/06 21:00 -3.56 Normal incoming load.
Startup 05/06 22:00 -3.53 Normal incoming load.
Startup 05/06 23:00 -3.55 Normal incoming load.
Startup 05/07 00:00 -3.5 Normal incoming load.
Startup 05/07 01:00 -3.56 Normal incoming load.
Startup 05/07 02:00 -3.56 Normal incoming load.
Startup 05/07 03:00 -3.6 Normal incoming load.
Startup 05/07 04:00 -3.63 Normal incoming load.
Startup 05/07 05:00 -3.75 Normal incoming load.
Startup 05/07 06:00 -3.85 Normal incoming load.
Startup 05/07 07:00 -3.6 Normal incoming load.
Startup 05/07 08:00 -3.64 Normal incoming load.
Startup 05/07 09:00 -3.61 Normal incoming load.
Startup 05/07 10:00 -3.59 Normal incoming load.
Startup 05/07 11:00 -3.38 Normal incoming load.
Startup 05/07 12:00 -3.41 Normal incoming load.
Startup 05/07 13:00 -3.58 Normal incoming load.
Startup 05/07 14:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 15:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 16:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 17:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 18:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 19:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 20:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 21:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 22:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/07 23:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 00:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 01:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 02:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 03:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 04:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 05:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/08 06:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 07:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 08:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 09:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 10:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 11:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 12:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 13:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 14:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 15:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 16:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 17:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 18:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 19:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 20:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 21:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 22:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/08 23:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 00:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 01:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 02:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 03:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 04:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 05:00 -3.59 INACCURATE.  NO DATA WAS REPORTED DURING THIS TIME.
Startup 05/09 06:00 -3.66 Normal incoming load.
Startup 05/09 07:00 -3.76 Normal incoming load.
Startup 05/09 08:00 -3.53 Normal incoming load.
Startup 05/09 09:00 -3.4 Normal incoming load.
Startup 05/09 10:00 -3.29 Normal incoming load.
Startup 05/09 11:00 -3.27 Normal incoming load.
Startup 05/09 12:00 -3.26 Normal incoming load.
Startup 05/09 13:00 -3.31 Normal incoming load.
Startup 05/09 14:00 -3.47 Normal incoming load.
Startup 05/09 15:00 -3.37 Normal incoming load.
Startup 05/09 16:00 -3.33 Normal incoming load.
Startup 05/09 17:00 -3.33 Normal incoming load.
Startup 05/09 18:00 -3.34 Normal incoming load.
Startup 05/09 19:00 -3.46 Normal incoming load.
Startup 05/09 20:00 -3.58 Normal incoming load.
Startup 05/09 21:00 -3.53 Normal incoming load.
Startup 05/09 22:00 -3.54 Normal incoming load.
Startup 05/09 23:00 -3.55 Normal incoming load.
Startup 05/10 00:00 -3.57 Normal incoming load.
Startup 05/10 01:00 -3.65 Normal incoming load.
Startup 05/10 02:00 -3.63 Normal incoming load.
Startup 05/10 03:00 -3.68 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/10 04:00 -3.7 Normal incoming load.
Startup 05/10 05:00 -3.67 Normal incoming load.
Startup 05/10 06:00 -3.69 Normal incoming load.
Startup 05/10 07:00 -3.68 Normal incoming load.
Startup 05/10 08:00 -3.65 Normal incoming load.
Startup 05/10 09:00 -3.6 Normal incoming load.
Startup 05/10 10:00 -3.35 Normal incoming load.
Startup 05/10 11:00 -3.18 Normal incoming load.
Startup 05/10 12:00 -3.16 Normal incoming load.
Startup 05/10 13:00 -3.07 Normal incoming load.
Startup 05/10 14:00 -3.06 Normal incoming load.
Startup 05/10 15:00 -3.12 Normal incoming load.
Startup 05/10 16:00 -3.15 Normal incoming load.
Startup 05/10 17:00 -3.03 Normal incoming load.
Startup 05/10 18:00 -3.01 Normal incoming load.
Startup 05/10 19:00 -3.06 Normal incoming load.
Startup 05/10 20:00 -3.18 Normal incoming load.
Startup 05/10 21:00 -3.23 Normal incoming load.
Startup 05/10 22:00 -3.26 Normal incoming load.
Startup 05/10 23:00 -3.2 Normal incoming load.
Startup 05/11 00:00 -3.21 Normal incoming load.
Startup 05/11 01:00 -3.24 Normal incoming load.
Startup 05/11 02:00 -3.29 Normal incoming load.
Startup 05/11 03:00 -3.28 Normal incoming load.
Startup 05/11 04:00 -3.38 Normal incoming load.
Startup 05/11 05:00 -3.33 Normal incoming load.
Startup 05/11 06:00 -3.37 Normal incoming load.
Startup 05/11 07:00 -3.33 Normal incoming load.
Startup 05/11 08:00 -3.22 Normal incoming load.
Startup 05/11 09:00 -3.18 Normal incoming load.
Startup 05/11 10:00 -3.14 Normal incoming load.
Startup 05/11 11:00 -2.97 Normal incoming load.
Startup 05/11 12:00 -2.74 Normal incoming load.
Startup 05/11 13:00 -2.69 Normal incoming load.
Startup 05/11 14:00 -2.73 Normal incoming load.
Startup 05/11 15:00 -2.78 Normal incoming load.
Startup 05/11 16:00 -2.69 Normal incoming load.
Startup 05/11 17:00 -2.68 Normal incoming load.
Startup 05/11 18:00 -2.89 Normal incoming load.
Startup 05/11 19:00 -2.89 Normal incoming load.
Startup 05/11 20:00 -2.99 Normal incoming load.
Startup 05/11 21:00 -3 Normal incoming load.
Startup 05/11 22:00 -3.02 Normal incoming load.
Startup 05/11 23:00 -2.98 Normal incoming load.
Startup 05/12 00:00 -2.95 Normal incoming load.
Startup 05/12 01:00 -3 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/12 02:00 -3.04 Normal incoming load.
Startup 05/12 03:00 -3.04 Normal incoming load.
Startup 05/12 04:00 -3.11 Normal incoming load.
Startup 05/12 05:00 -3.14 Normal incoming load.
Startup 05/12 06:00 -3.38 Normal incoming load.
Startup 05/12 07:00 -3.47 Normal incoming load.
Startup 05/12 08:00 -3.64 Normal incoming load.
Startup 05/12 09:00 -3.7 Normal incoming load.
Startup 05/12 10:00 -3.94 Normal incoming load.
Startup 05/12 11:00 -4.05 Normal incoming load.
Startup 05/12 12:00 -3.8 Normal incoming load.
Startup 05/12 13:00 -3.49 Normal incoming load.
Startup 05/12 14:00 -3.52 Normal incoming load.
Startup 05/12 15:00 -3.66 Normal incoming load.
Startup 05/12 16:00 -3.8 Normal incoming load.
Startup 05/12 17:00 -3.66 Normal incoming load.
Startup 05/12 18:00 -3.67 Normal incoming load.
Startup 05/12 19:00 -3.76 Normal incoming load.
Startup 05/12 20:00 -3.81 Normal incoming load.
Startup 05/12 21:00 -3.83 Normal incoming load.
Startup 05/12 22:00 -3.77 Normal incoming load.
Startup 05/12 23:00 -3.78 Normal incoming load.
Startup 05/13 00:00 -3.8 Normal incoming load.
Startup 05/13 01:00 -3.81 Normal incoming load.
Startup 05/13 02:00 -3.81 Normal incoming load.
Startup 05/13 03:00 -3.84 Normal incoming load.
Startup 05/13 04:00 -3.9 Normal incoming load.
Startup 05/13 05:00 -3.99 Normal incoming load.
Startup 05/13 06:00 -4.05 Normal incoming load.
Startup 05/13 07:00 -3.99 Normal incoming load.
Startup 05/13 08:00 -3.84 Normal incoming load.
Startup 05/13 09:00 -3.76 Normal incoming load.
Startup 05/13 10:00 -3.75 Normal incoming load.
Startup 05/13 11:00 -3.75 Normal incoming load.
Startup 05/13 12:00 -3.62 Normal incoming load.
Startup 05/13 13:00 -3.48 Normal incoming load.
Startup 05/13 14:00 -3.66 Normal incoming load.
Startup 05/13 15:00 -3.6 Normal incoming load.
Startup 05/13 16:00 -3.56 Normal incoming load.
Startup 05/13 17:00 -3.22 Normal incoming load.
Startup 05/13 18:00 -3.15 Normal incoming load.
Startup 05/13 19:00 -3.2 Normal incoming load.
Startup 05/13 20:00 -3.31 Normal incoming load.
Startup 05/13 21:00 -3.34 Normal incoming load.
Startup 05/13 22:00 -3.35 Normal incoming load.
Startup 05/13 23:00 -3.34 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 05/14 00:00 -3.32 Normal incoming load.
Startup 05/14 01:00 -3.39 Normal incoming load.
Startup 05/14 02:00 -3.34 Normal incoming load.
Startup 05/14 03:00 -3.4 Normal incoming load.
Startup 05/14 04:00 -3.41 Normal incoming load.
Startup 05/14 05:00 -3.48 Normal incoming load.
Startup 05/14 06:00 -3.59 Normal incoming load.
Startup 05/14 07:00 -3.59 Normal incoming load.
Startup 05/14 08:00 -3.53 Normal incoming load.
Startup 05/14 09:00 -3.54 Normal incoming load.
Startup 05/14 10:00 -3.48 Normal incoming load.
Startup 05/14 11:00 -3.45 Normal incoming load.
Startup 05/14 12:00 -3.52 Normal incoming load.
Startup 05/14 13:00 -3.51 Normal incoming load.
Startup 05/14 14:00 -3.55 Normal incoming load.
Startup 05/14 15:00 -3.59 Normal incoming load.
Startup 05/14 16:00 -3.42 Normal incoming load.
Startup 05/14 17:00 -3.25 Normal incoming load.
Startup 05/14 18:00 -3.14 Normal incoming load.
Startup 05/14 19:00 -3.23 Normal incoming load.
Startup 05/14 20:00 -3.33 Normal incoming load.
Startup 05/14 21:00 -3.36 Normal incoming load.
Startup 05/14 22:00 -3.36 Normal incoming load.
Startup 05/14 23:00 -3.35 Normal incoming load.
Startup 05/15 00:00 -3.32 Normal incoming load.
Startup 05/15 01:00 -3.32 Normal incoming load.
Startup 05/15 02:00 -3.3 Normal incoming load.
Startup 05/15 03:00 -3.31 Normal incoming load.
Startup 05/15 04:00 -3.32 Normal incoming load.
Startup 05/15 05:00 -3.37 Normal incoming load.
Startup 05/15 06:00 -3.46 Normal incoming load.
Startup 05/15 07:00 -3.43 Normal incoming load.
Startup 05/15 08:00 -3.5 Normal incoming load.
Startup 05/15 09:00 -3.38 Normal incoming load.
Startup 05/15 10:00 -3.37 Normal incoming load.
Startup 05/15 11:00 -3.42 Normal incoming load.
Startup 05/15 12:00 -3.4 Normal incoming load.
Startup 05/15 13:00 -3.35 Normal incoming load.
Startup 05/15 14:00 -3.37 Normal incoming load.
Startup 05/15 15:00 -3.42 Normal incoming load.
Startup 05/15 16:00 -3.41 Normal incoming load.
Startup 05/15 17:00 -3.23 Normal incoming load.
Startup 05/15 18:00 -3.06 Normal incoming load.
Startup 05/15 19:00 -2.99 Normal incoming load.
Startup 05/15 20:00 -2.99 Normal incoming load.
Startup 05/15 21:00 -3 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 05/15 22:00 -2.91 Normal incoming load.
Startup 05/15 23:00 -2.91 Normal incoming load.
Startup 05/16 00:00 -2.87 Normal incoming load.
Startup 05/16 01:00 -2.89 Normal incoming load.
Startup 05/16 02:00 -2.87 Normal incoming load.
Startup 05/16 03:00 -2.85 Normal incoming load.
Startup 05/16 04:00 -2.88 Normal incoming load.
Startup 05/16 05:00 -2.87 Normal incoming load.
Startup 05/16 06:00 -2.84 Normal incoming load.
Startup 05/16 07:00 -2.86 Normal incoming load.
Startup 05/16 08:00 -2.93 Normal incoming load.
Startup 05/16 09:00 -2.93 Normal incoming load.
Startup 05/16 10:00 -2.8 Normal incoming load.
Startup 05/16 11:00 -2.91 Normal incoming load.
Startup 05/16 12:00 -2.98 Normal incoming load.
Startup 05/16 13:00 -2.92 Normal incoming load.
Startup 05/16 14:00 -2.93 Normal incoming load.
Startup 05/16 15:00 -2.92 Normal incoming load.
Startup 05/16 16:00 -2.89 Normal incoming load.
Startup 05/16 17:00 -2.88 Normal incoming load.
Startup 05/16 18:00 -2.86 Normal incoming load.
Startup 05/16 19:00 -2.76 Normal incoming load.
Startup 05/16 20:00 -2.86 Normal incoming load.
Startup 05/16 21:00 -2.96 Normal incoming load.
Startup 05/16 22:00 -2.87 Normal incoming load.
Startup 05/16 23:00 -2.85 Normal incoming load.
Startup 05/17 00:00 -2.84 Normal incoming load.
Startup 05/17 01:00 -2.88 Normal incoming load.
Startup 05/17 02:00 -2.87 Normal incoming load.
Startup 05/17 03:00 -2.86 Normal incoming load.
Startup 05/17 04:00 -2.9 Normal incoming load.
Startup 05/17 05:00 -2.89 Normal incoming load.
Startup 05/17 06:00 -2.9 Normal incoming load.
Startup 05/17 07:00 -2.82 Normal incoming load.
Startup 05/17 08:00 -2.85 Normal incoming load.
Startup 05/17 09:00 -2.87 Normal incoming load.
Startup 05/17 10:00 -2.86 Normal incoming load.
Startup 05/17 11:00 -2.79 Normal incoming load.
Startup 05/17 12:00 -2.95 Normal incoming load.
Startup 05/17 13:00 -3.03 Normal incoming load.
Startup 05/17 14:00 -3.09 Normal incoming load.
Startup 05/17 15:00 -3.21 Normal incoming load.
Startup 05/17 16:00 -3.19 Normal incoming load.
Startup 05/17 17:00 -3.03 Normal incoming load.
Startup 05/17 18:00 -3 Normal incoming load.
Startup 05/17 19:00 -3.02 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 05/17 20:00 -3.14 Normal incoming load.
Startup 05/17 21:00 -3.16 Normal incoming load.
Startup 05/17 22:00 -2.98 Normal incoming load.
Startup 05/17 23:00 -3.03 Normal incoming load.
Startup 05/18 00:00 -3.13 Normal incoming load.
Startup 05/18 01:00 -3.2 Normal incoming load.
Startup 05/18 02:00 -3.19 Normal incoming load.
Startup 05/18 03:00 -3.17 Normal incoming load.
Startup 05/18 04:00 -3.22 Normal incoming load.
Startup 05/18 05:00 -3.18 Normal incoming load.
Startup 05/18 06:00 -3.13 Normal incoming load.
Startup 05/18 07:00 -3.06 Normal incoming load.
Startup 05/18 08:00 -3.06 Normal incoming load.
Startup 05/18 09:00 -3.1 Normal incoming load.
Startup 05/18 10:00 -3.05 Normal incoming load.
Startup 05/18 11:00 -3.06 Normal incoming load.
Startup 05/18 12:00 -3.05 Normal incoming load.
Startup 05/18 13:00 -3.05 Normal incoming load.
Startup 05/18 14:00 -3.1 Normal incoming load.
Startup 05/18 15:00 -3.07 Normal incoming load.
Startup 05/18 16:00 -3.02 Normal incoming load.
Startup 05/18 17:00 -3.01 Normal incoming load.
Startup 05/18 18:00 -3.01 Normal incoming load.
Startup 05/18 19:00 -3.05 Normal incoming load.
Startup 05/18 20:00 -3.1 Normal incoming load.
Startup 05/18 21:00 -3.13 Normal incoming load.
Startup 05/18 22:00 -3.14 Normal incoming load.
Startup 05/18 23:00 -3.17 Normal incoming load.
Startup 05/19 00:00 -3.13 Normal incoming load.
Startup 05/19 01:00 -3.16 Normal incoming load.
Startup 05/19 02:00 -3.17 Normal incoming load.
Startup 05/19 03:00 -3.17 Normal incoming load.
Startup 05/19 04:00 -3.25 Normal incoming load.
Startup 05/19 05:00 -3.26 Normal incoming load.
Startup 05/19 06:00 -3.37 Normal incoming load.
Startup 05/19 07:00 -3.42 Normal incoming load.
Startup 05/19 08:00 -3.44 Normal incoming load.
Startup 05/19 09:00 -3.46 Normal incoming load.
Startup 05/19 10:00 -3.5 Normal incoming load.
Startup 05/19 11:00 -3.51 Normal incoming load.
Startup 05/19 12:00 -3.39 Normal incoming load.
Startup 05/19 13:00 -3.32 Normal incoming load.
Startup 05/19 14:00 -3.28 Normal incoming load.
Startup 05/19 15:00 -3.29 Normal incoming load.
Startup 05/19 16:00 -3.15 Normal incoming load.
Startup 05/19 17:00 -3.09 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/19 18:00 -3.01 Normal incoming load.
Startup 05/19 19:00 -3.15 Normal incoming load.
Startup 05/19 20:00 -3.21 Normal incoming load.
Startup 05/19 21:00 -3.23 Normal incoming load.
Startup 05/19 22:00 -3.21 Normal incoming load.
Startup 05/19 23:00 -3.21 Normal incoming load.
Startup 05/20 00:00 -3.19 Normal incoming load.
Startup 05/20 01:00 -3.19 Normal incoming load.
Startup 05/20 02:00 -3.17 Normal incoming load.
Startup 05/20 03:00 -3.14 Normal incoming load.
Startup 05/20 04:00 -3.2 Normal incoming load.
Startup 05/20 05:00 -3.27 Normal incoming load.
Startup 05/20 06:00 -3.39 Normal incoming load.
Startup 05/20 07:00 -3.39 Normal incoming load.
Startup 05/20 08:00 -3.41 Normal incoming load.
Startup 05/20 09:00 -3.38 Normal incoming load.
Startup 05/20 10:00 -3.32 Normal incoming load.
Startup 05/20 11:00 -3.33 Normal incoming load.
Startup 05/20 12:00 -3.4 Normal incoming load.
Startup 05/20 13:00 -3.32 Normal incoming load.
Startup 05/20 14:00 -3.31 Normal incoming load.
Startup 05/20 15:00 -3.27 Normal incoming load.
Startup 05/20 16:00 -3.18 Normal incoming load.
Startup 05/20 17:00 -3.12 Normal incoming load.
Startup 05/20 18:00 -3.05 Normal incoming load.
Startup 05/20 19:00 -3.18 Normal incoming load.
Startup 05/20 20:00 -3.29 Normal incoming load.
Startup 05/20 21:00 -3.27 Normal incoming load.
Startup 05/20 22:00 -3.29 Normal incoming load.
Startup 05/20 23:00 -3.26 Normal incoming load.
Startup 05/21 00:00 -3.21 Normal incoming load.
Startup 05/21 01:00 -3.24 Normal incoming load.
Startup 05/21 02:00 -3.25 Normal incoming load.
Startup 05/21 03:00 -3.28 Normal incoming load.
Startup 05/21 04:00 -3.32 Normal incoming load.
Startup 05/21 05:00 -3.44 Normal incoming load.
Startup 05/21 06:00 -3.52 Normal incoming load.
Startup 05/21 07:00 -3.57 Normal incoming load.
Startup 05/21 08:00 -3.52 Normal incoming load.
Startup 05/21 09:00 -3.54 Normal incoming load.
Startup 05/21 10:00 -3.5 Normal incoming load.
Startup 05/21 11:00 -3.55 Normal incoming load.
Startup 05/21 12:00 -3.59 Normal incoming load.
Startup 05/21 13:00 -3.52 Normal incoming load.
Startup 05/21 14:00 -3.46 Normal incoming load.
Startup 05/21 15:00 -3.36 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/21 16:00 -3.32 Normal incoming load.
Startup 05/21 17:00 -3.18 Normal incoming load.
Startup 05/21 18:00 -3.15 Normal incoming load.
Startup 05/21 19:00 -3.21 Normal incoming load.
Startup 05/21 20:00 -3.35 Normal incoming load.
Startup 05/21 21:00 -3.37 Normal incoming load.
Startup 05/21 22:00 -3.38 Normal incoming load.
Startup 05/21 23:00 -3.38 Normal incoming load.
Startup 05/22 00:00 -3.34 Normal incoming load.
Startup 05/22 01:00 -3.34 Normal incoming load.
Startup 05/22 02:00 -3.38 Normal incoming load.
Startup 05/22 03:00 -3.38 Normal incoming load.
Startup 05/22 04:00 -3.48 Normal incoming load.
Startup 05/22 05:00 -3.57 Normal incoming load.
Startup 05/22 06:00 -3.65 Normal incoming load.
Startup 05/22 07:00 -3.66 Normal incoming load.
Startup 05/22 08:00 -3.65 Normal incoming load.
Startup 05/22 09:00 -3.61 Normal incoming load.
Startup 05/22 10:00 -3.39 Normal incoming load.
Startup 05/22 11:00 -3.34 Normal incoming load.
Startup 05/22 12:00 -3.28 Normal incoming load.
Startup 05/22 13:00 -3.31 Normal incoming load.
Startup 05/22 14:00 -3.23 Normal incoming load.
Startup 05/22 15:00 -3.13 Normal incoming load.
Startup 05/22 16:00 -3.05 Normal incoming load.
Startup 05/22 17:00 -2.9 Normal incoming load.
Startup 05/22 18:00 -2.86 Normal incoming load.
Startup 05/22 19:00 -2.89 Normal incoming load.
Startup 05/22 20:00 -3.01 Normal incoming load.
Startup 05/22 21:00 -3.04 Normal incoming load.
Startup 05/22 22:00 -3.04 Normal incoming load.
Startup 05/22 23:00 -3.02 Normal incoming load.
Startup 05/23 00:00 -2.96 Normal incoming load.
Startup 05/23 01:00 -2.97 Normal incoming load.
Startup 05/23 02:00 -2.99 Normal incoming load.
Startup 05/23 03:00 -3 Normal incoming load.
Startup 05/23 04:00 -3.07 Normal incoming load.
Startup 05/23 05:00 -3.08 Normal incoming load.
Startup 05/23 06:00 -2.88 Normal incoming load.
Startup 05/23 07:00 -2.98 Normal incoming load.
Startup 05/23 08:00 -3.46 Normal incoming load.
Startup 05/23 09:00 -3.71 Normal incoming load.
Startup 05/23 10:00 -3.63 Normal incoming load.
Startup 05/23 11:00 -3.52 Normal incoming load.
Startup 05/23 12:00 -3.5 Normal incoming load.
Startup 05/23 13:00 -3.37 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/23 14:00 -3.31 Normal incoming load.
Startup 05/23 15:00 -2.81 Normal incoming load.
Startup 05/23 16:00 -2.79 Normal incoming load.
Startup 05/23 17:00 -2.8 Normal incoming load.
Startup 05/23 18:00 -2.7 Normal incoming load.
Startup 05/23 19:00 -2.73 Normal incoming load.
Startup 05/23 20:00 -2.86 Normal incoming load.
Startup 05/23 21:00 -2.89 Normal incoming load.
Startup 05/23 22:00 -2.87 Normal incoming load.
Startup 05/23 23:00 -2.93 Normal incoming load.
Startup 05/24 00:00 -2.88 Normal incoming load.
Startup 05/24 01:00 -2.91 Normal incoming load.
Startup 05/24 02:00 -2.91 Normal incoming load.
Startup 05/24 03:00 -2.93 Normal incoming load.
Startup 05/24 04:00 -2.95 Normal incoming load.
Startup 05/24 05:00 -2.93 Normal incoming load.
Startup 05/24 06:00 -2.87 Normal incoming load.
Startup 05/24 07:00 -2.82 Normal incoming load.
Startup 05/24 08:00 -2.78 Normal incoming load.
Startup 05/24 09:00 -2.83 Normal incoming load.
Startup 05/24 10:00 -2.86 Normal incoming load.
Startup 05/24 11:00 -2.78 Normal incoming load.
Startup 05/24 12:00 -2.8 Normal incoming load.
Startup 05/24 13:00 -2.78 Normal incoming load.
Startup 05/24 14:00 -2.82 Normal incoming load.
Startup 05/24 15:00 -2.76 Normal incoming load.
Startup 05/24 16:00 -2.73 Normal incoming load.
Startup 05/24 17:00 -2.65 Normal incoming load.
Startup 05/24 18:00 -2.67 Normal incoming load.
Startup 05/24 19:00 -2.7 Normal incoming load.
Startup 05/24 20:00 -2.78 Normal incoming load.
Startup 05/24 21:00 -2.84 Normal incoming load.
Startup 05/24 22:00 -2.88 Normal incoming load.
Startup 05/24 23:00 -2.83 Normal incoming load.
Startup 05/25 00:00 -2.77 Normal incoming load.
Startup 05/25 01:00 -2.83 Normal incoming load.
Startup 05/25 02:00 -2.8 Normal incoming load.
Startup 05/25 03:00 -2.82 Normal incoming load.
Startup 05/25 04:00 -2.82 Normal incoming load.
Startup 05/25 05:00 -2.81 Normal incoming load.
Startup 05/25 06:00 -2.85 Normal incoming load.
Startup 05/25 07:00 -2.81 Normal incoming load.
Startup 05/25 08:00 -2.71 Normal incoming load.
Startup 05/25 09:00 -2.69 Normal incoming load.
Startup 05/25 10:00 -2.68 Normal incoming load.
Startup 05/25 11:00 -2.7 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/25 12:00 -2.71 Normal incoming load.
Startup 05/25 13:00 -2.72 Normal incoming load.
Startup 05/25 14:00 -2.72 Normal incoming load.
Startup 05/25 15:00 -2.69 Normal incoming load.
Startup 05/25 16:00 -2.65 Normal incoming load.
Startup 05/25 17:00 -2.7 Normal incoming load.
Startup 05/25 18:00 -2.72 Normal incoming load.
Startup 05/25 19:00 -2.73 Normal incoming load.
Startup 05/25 20:00 -2.69 Normal incoming load.
Startup 05/25 21:00 -2.54 Normal incoming load.
Startup 05/25 22:00 -2.57 Normal incoming load.
Startup 05/25 23:00 -2.62 Normal incoming load.
Startup 05/26 00:00 -2.88 Normal incoming load.
Startup 05/26 01:00 -2.95 Normal incoming load.
Startup 05/26 02:00 -2.93 Normal incoming load.
Startup 05/26 03:00 -2.95 Normal incoming load.
Startup 05/26 04:00 -3.01 Normal incoming load.
Startup 05/26 05:00 -3.02 Normal incoming load.
Startup 05/26 06:00 -2.99 Normal incoming load.
Startup 05/26 07:00 -2.94 Normal incoming load.
Startup 05/26 08:00 -2.89 Normal incoming load.
Startup 05/26 09:00 -2.91 Normal incoming load.
Startup 05/26 10:00 -3.04 Normal incoming load.
Startup 05/26 11:00 -3.06 Normal incoming load.
Startup 05/26 12:00 -3.06 Normal incoming load.
Startup 05/26 13:00 -3.05 Normal incoming load.
Startup 05/26 14:00 -3.04 Normal incoming load.
Startup 05/26 15:00 -3.01 Normal incoming load.
Startup 05/26 16:00 -2.98 Normal incoming load.
Startup 05/26 17:00 -2.94 Normal incoming load.
Startup 05/26 18:00 -2.98 Normal incoming load.
Startup 05/26 19:00 -3 Normal incoming load.
Startup 05/26 20:00 -3.07 Normal incoming load.
Startup 05/26 21:00 -3.11 Normal incoming load.
Startup 05/26 22:00 -3.15 Normal incoming load.
Startup 05/26 23:00 -3.12 Normal incoming load.
Startup 05/27 00:00 -3.09 Normal incoming load.
Startup 05/27 01:00 -3.13 Normal incoming load.
Startup 05/27 02:00 -3.16 Normal incoming load.
Startup 05/27 03:00 -3.14 Normal incoming load.
Startup 05/27 04:00 -3.24 Normal incoming load.
Startup 05/27 05:00 -3.28 Normal incoming load.
Startup 05/27 06:00 -3.38 Normal incoming load.
Startup 05/27 07:00 -3.46 Normal incoming load.
Startup 05/27 08:00 -3.49 Normal incoming load.
Startup 05/27 09:00 -3.52 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/27 10:00 -3.47 Normal incoming load.
Startup 05/27 11:00 -3.47 Normal incoming load.
Startup 05/27 12:00 -3.63 Normal incoming load.
Startup 05/27 13:00 -3.66 Normal incoming load.
Startup 05/27 14:00 -3.52 Normal incoming load.
Startup 05/27 15:00 -3.34 Normal incoming load.
Startup 05/27 16:00 -3.21 Normal incoming load.
Startup 05/27 17:00 -3.08 Normal incoming load.
Startup 05/27 18:00 -3.05 Normal incoming load.
Startup 05/27 19:00 -3.08 Normal incoming load.
Startup 05/27 20:00 -3.16 Normal incoming load.
Startup 05/27 21:00 -3.24 Normal incoming load.
Startup 05/27 22:00 -3.26 Normal incoming load.
Startup 05/27 23:00 -3.17 Normal incoming load.
Startup 05/28 00:00 -3.19 Normal incoming load.
Startup 05/28 01:00 -3.24 Normal incoming load.
Startup 05/28 02:00 -3.27 Normal incoming load.
Startup 05/28 03:00 -3.27 Normal incoming load.
Startup 05/28 04:00 -3.31 Normal incoming load.
Startup 05/28 05:00 -3.41 Normal incoming load.
Startup 05/28 06:00 -3.48 Normal incoming load.
Startup 05/28 07:00 -3.54 Normal incoming load.
Startup 05/28 08:00 -3.47 Normal incoming load.
Startup 05/28 09:00 -3.47 Normal incoming load.
Startup 05/28 10:00 -3.37 Normal incoming load.
Startup 05/28 11:00 -3.43 Normal incoming load.
Startup 05/28 12:00 -3.42 Normal incoming load.
Startup 05/28 13:00 -3.35 Normal incoming load.
Startup 05/28 14:00 -3.37 Normal incoming load.
Startup 05/28 15:00 -3.38 Normal incoming load.
Startup 05/28 16:00 -3.26 Normal incoming load.
Startup 05/28 17:00 -3.13 Normal incoming load.
Startup 05/28 18:00 -3.02 Normal incoming load.
Startup 05/28 19:00 -3.01 Normal incoming load.
Startup 05/28 20:00 -3.18 Normal incoming load.
Startup 05/28 21:00 -3.18 Normal incoming load.
Startup 05/28 22:00 -3.16 Normal incoming load.
Startup 05/28 23:00 -3.16 Normal incoming load.
Startup 05/29 00:00 -3.14 Normal incoming load.
Startup 05/29 01:00 -3.19 Normal incoming load.
Startup 05/29 02:00 -3.19 Normal incoming load.
Startup 05/29 03:00 -3.17 Normal incoming load.
Startup 05/29 04:00 -3.17 Normal incoming load.
Startup 05/29 05:00 -3.3 Normal incoming load.
Startup 05/29 06:00 -3.38 Normal incoming load.
Startup 05/29 07:00 -3.44 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 05/29 08:00 -3.24 Normal incoming load.
Startup 05/29 09:00 -3.12 Normal incoming load.
Startup 05/29 10:00 -3.15 Normal incoming load.
Startup 05/29 11:00 -3.34 Normal incoming load.
Startup 05/29 12:00 -3.39 Normal incoming load.
Startup 05/29 13:00 -3.32 Normal incoming load.
Startup 05/29 14:00 -3.43 Normal incoming load.
Startup 05/29 15:00 -3.55 Normal incoming load.
Startup 05/29 16:00 -3.55 Normal incoming load.
Startup 05/29 17:00 -3.36 Normal incoming load.
Startup 05/29 18:00 -3.31 Normal incoming load.
Startup 05/29 19:00 -3.33 Normal incoming load.
Startup 05/29 20:00 -3.39 Normal incoming load.
Startup 05/29 21:00 -3.18 Normal incoming load.
Startup 05/29 22:00 -3.2 Normal incoming load.
Startup 05/29 23:00 -3.21 Normal incoming load.
Startup 05/30 00:00 -3.12 Normal incoming load.
Startup 05/30 01:00 -3.17 Normal incoming load.
Startup 05/30 02:00 -3.13 Normal incoming load.
Startup 05/30 03:00 -3.14 Normal incoming load.
Startup 05/30 04:00 -3.2 Normal incoming load.
Startup 05/30 05:00 -3.26 Normal incoming load.
Startup 05/30 06:00 -3.27 Normal incoming load.
Startup 05/30 07:00 -3.28 Normal incoming load.
Startup 05/30 08:00 -3.29 Normal incoming load.
Startup 05/30 09:00 -3.25 Normal incoming load.
Startup 05/30 10:00 -3.23 Normal incoming load.
Startup 05/30 11:00 -3.22 Normal incoming load.
Startup 05/30 12:00 -3.24 Normal incoming load.
Startup 05/30 13:00 -3.4 Normal incoming load.
Startup 05/30 14:00 -3.44 Normal incoming load.
Startup 05/30 15:00 -3.44 Normal incoming load.
Startup 05/30 16:00 -3.24 Normal incoming load.
Startup 05/30 17:00 -3.02 Normal incoming load.
Startup 05/30 18:00 -3.02 Normal incoming load.
Startup 05/30 19:00 -3 Normal incoming load.
Startup 05/30 20:00 -3.11 Normal incoming load.
Startup 05/30 21:00 -3.17 Normal incoming load.
Startup 05/30 22:00 -3.16 Normal incoming load.
Startup 05/30 23:00 -3.15 Normal incoming load.
Startup 05/31 00:00 -3.14 Normal incoming load.
Startup 05/31 01:00 -3.13 Normal incoming load.
Startup 05/31 02:00 -3.13 Normal incoming load.
Startup 05/31 03:00 -3.15 Normal incoming load.
Startup 05/31 04:00 -3.17 Normal incoming load.
Startup 05/31 05:00 -3.14 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 05/31 06:00 -3.14 Normal incoming load.
Startup 05/31 07:00 -3.2 Normal incoming load.
Startup 05/31 08:00 -3.1 Normal incoming load.
Startup 05/31 09:00 -3.13 Normal incoming load.
Startup 05/31 10:00 -3.32 Normal incoming load.
Startup 05/31 11:00 -3.4 Normal incoming load.
Startup 05/31 12:00 -3.34 Normal incoming load.
Startup 05/31 13:00 -3.37 Normal incoming load.
Startup 05/31 14:00 -3.38 Normal incoming load.
Startup 05/31 15:00 -3.36 Normal incoming load.
Startup 05/31 16:00 -3.3 Normal incoming load.
Startup 05/31 17:00 -3.28 Normal incoming load.
Startup 05/31 18:00 -3.31 Normal incoming load.
Startup 05/31 19:00 -3.29 Normal incoming load.
Startup 05/31 20:00 -3.4 Normal incoming load.
Startup 05/31 21:00 -3.43 Normal incoming load.
Startup 05/31 22:00 -3.46 Normal incoming load.
Startup 05/31 23:00 -3.46 Normal incoming load.
Startup Total May -2,457.66 INACCURATE.  SOME DATA POINTS NOT REPORTED THIS MONTH.  SEE ABOVE.
Startup 06/01 00:00 -3.39 Normal incoming load.
Startup 06/01 01:00 -3.45 Normal incoming load.
Startup 06/01 02:00 -3.45 Normal incoming load.
Startup 06/01 03:00 -3.45 Normal incoming load.
Startup 06/01 04:00 -3.43 Normal incoming load.
Startup 06/01 05:00 -3.48 Normal incoming load.
Startup 06/01 06:00 -3.47 Normal incoming load.
Startup 06/01 07:00 -3.43 Normal incoming load.
Startup 06/01 08:00 -3.15 Normal incoming load.
Startup 06/01 09:00 -3.07 Normal incoming load.
Startup 06/01 10:00 -3.1 Normal incoming load.
Startup 06/01 11:00 -3.1 Normal incoming load.
Startup 06/01 12:00 -3.05 Normal incoming load.
Startup 06/01 13:00 -3.28 Normal incoming load.
Startup 06/01 14:00 -3.32 Normal incoming load.
Startup 06/01 15:00 -3.29 Normal incoming load.
Startup 06/01 16:00 -3.31 Normal incoming load.
Startup 06/01 17:00 -3.38 Normal incoming load.
Startup 06/01 18:00 -3.34 Normal incoming load.
Startup 06/01 19:00 -3.36 Normal incoming load.
Startup 06/01 20:00 -3.47 Normal incoming load.
Startup 06/01 21:00 -3.5 Normal incoming load.
Startup 06/01 22:00 -3.49 Normal incoming load.
Startup 06/01 23:00 -3.48 Normal incoming load.
Startup 06/02 00:00 -3.46 Normal incoming load.
Startup 06/02 01:00 -3.51 Normal incoming load.
Startup 06/02 02:00 -3.51 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 06/02 03:00 -3.52 Normal incoming load.
Startup 06/02 04:00 -3.59 Normal incoming load.
Startup 06/02 05:00 -3.67 Normal incoming load.
Startup 06/02 06:00 -3.73 Normal incoming load.
Startup 06/02 07:00 -3.83 Normal incoming load.
Startup 06/02 08:00 -3.88 Normal incoming load.
Startup 06/02 09:00 -3.87 Normal incoming load.
Startup 06/02 10:00 -3.9 Normal incoming load.
Startup 06/02 11:00 -3.57 Normal incoming load.
Startup 06/02 12:00 -3.6 Normal incoming load.
Startup 06/02 13:00 -3.59 Normal incoming load.
Startup 06/02 14:00 -3.61 Normal incoming load.
Startup 06/02 15:00 -3.71 Normal incoming load.
Startup 06/02 16:00 -3.6 Normal incoming load.
Startup 06/02 17:00 -3.47 Normal incoming load.
Startup 06/02 18:00 -3.5 Normal incoming load.
Startup 06/02 19:00 -3.5 Normal incoming load.
Startup 06/02 20:00 -3.56 Normal incoming load.
Startup 06/02 21:00 -3.54 Normal incoming load.
Startup 06/02 22:00 -3.53 Normal incoming load.
Startup 06/02 23:00 -3.56 Normal incoming load.
Startup 06/03 00:00 -3.48 Normal incoming load.
Startup 06/03 01:00 -3.57 Normal incoming load.
Startup 06/03 02:00 -3.53 Normal incoming load.
Startup 06/03 03:00 -3.55 Normal incoming load.
Startup 06/03 04:00 -3.65 Normal incoming load.
Startup 06/03 05:00 -3.72 Normal incoming load.
Startup 06/03 06:00 -3.77 Normal incoming load.
Startup 06/03 07:00 -3.84 Normal incoming load.
Startup 06/03 08:00 -3.94 Normal incoming load.
Startup 06/03 09:00 -3.91 Normal incoming load.
Startup 06/03 10:00 -3.9 Normal incoming load.
Startup 06/03 11:00 -3.89 Normal incoming load.
Startup 06/03 12:00 -3.83 Normal incoming load.
Startup 06/03 13:00 -3.51 Normal incoming load.
Startup 06/03 14:00 -3.54 Normal incoming load.
Startup 06/03 15:00 -3.39 Normal incoming load.
Startup 06/03 16:00 -3.24 Normal incoming load.
Startup 06/03 17:00 -3.41 Normal incoming load.
Startup 06/03 18:00 -3.51 Normal incoming load.
Startup 06/03 19:00 -3.44 Normal incoming load.
Startup 06/03 20:00 -3.55 Normal incoming load.
Startup 06/03 21:00 -3.57 Normal incoming load.
Startup 06/03 22:00 -3.59 Normal incoming load.
Startup 06/03 23:00 -3.57 Normal incoming load.
Startup 06/04 00:00 -3.57 Normal incoming load.
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Startup 06/04 01:00 -3.61 Normal incoming load.
Startup 06/04 02:00 -3.63 Normal incoming load.
Startup 06/04 03:00 -3.59 Normal incoming load.
Startup 06/04 04:00 -3.67 Normal incoming load.
Startup 06/04 05:00 -3.73 Normal incoming load.
Startup 06/04 06:00 -3.84 Normal incoming load.
Startup 06/04 07:00 -3.92 Normal incoming load.
Startup 06/04 08:00 -3.92 Normal incoming load.
Startup 06/04 09:00 -3.88 Normal incoming load.
Startup 06/04 10:00 -3.93 Normal incoming load.
Startup 06/04 11:00 -3.81 Normal incoming load.
Startup 06/04 12:00 -3.62 Normal incoming load.
Startup 06/04 13:00 -3.67 Normal incoming load.
Startup 06/04 14:00 -3.67 Normal incoming load.
Startup 06/04 15:00 -3.64 Normal incoming load.
Startup 06/04 16:00 -3.53 Normal incoming load.
Startup 06/04 17:00 -3.45 Normal incoming load.
Startup 06/04 18:00 -3.41 Normal incoming load.
Startup 06/04 19:00 -3.48 Normal incoming load.
Startup 06/04 20:00 -3.54 Normal incoming load.
Startup 06/04 21:00 -3.6 Normal incoming load.
Startup 06/04 22:00 -3.57 Normal incoming load.
Startup 06/04 23:00 -3.5 Normal incoming load.
Startup 06/05 00:00 -3.49 Normal incoming load.
Startup 06/05 01:00 -3.53 Normal incoming load.
Startup 06/05 02:00 -3.56 Normal incoming load.
Startup 06/05 03:00 -3.57 Normal incoming load.
Startup 06/05 04:00 -3.67 Normal incoming load.
Startup 06/05 05:00 -3.73 Normal incoming load.
Startup 06/05 06:00 -3.79 Normal incoming load.
Startup 06/05 07:00 -3.85 Normal incoming load.
Startup 06/05 08:00 -3.77 Normal incoming load.
Startup 06/05 09:00 -3.49 Normal incoming load.
Startup 06/05 10:00 -3.58 Normal incoming load.
Startup 06/05 11:00 -3.6 Normal incoming load.
Startup 06/05 12:00 -3.57 Normal incoming load.
Startup 06/05 13:00 -3.46 Normal incoming load.
Startup 06/05 14:00 -3.44 Normal incoming load.
Startup 06/05 15:00 -3.36 Normal incoming load.
Startup 06/05 16:00 -3.55 Normal incoming load.
Startup 06/05 17:00 -3.47 Normal incoming load.
Startup 06/05 18:00 -3.47 Normal incoming load.
Startup 06/05 19:00 -3.45 Normal incoming load.
Startup 06/05 20:00 -3.46 Normal incoming load.
Startup 06/05 21:00 -3.48 Normal incoming load.
Startup 06/05 22:00 -3.51 Normal incoming load.
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Startup 06/05 23:00 -3.5 Normal incoming load.
Startup 06/06 00:00 -3.47 Normal incoming load.
Startup 06/06 01:00 -3.46 Normal incoming load.
Startup 06/06 02:00 -3.5 Normal incoming load.
Startup 06/06 03:00 -3.54 Normal incoming load.
Startup 06/06 04:00 -3.54 Normal incoming load.
Startup 06/06 05:00 -3.64 Normal incoming load.
Startup 06/06 06:00 -3.61 Normal incoming load.
Startup 06/06 07:00 -3.56 Normal incoming load.
Startup 06/06 08:00 -3.59 Normal incoming load.
Startup 06/06 09:00 -3.65 Normal incoming load.
Startup 06/06 10:00 -3.59 Normal incoming load.
Startup 06/06 11:00 -3.57 Normal incoming load.
Startup 06/06 12:00 -3.38 Normal incoming load.
Startup 06/06 13:00 -3.23 Normal incoming load.
Startup 06/06 14:00 -3.26 Normal incoming load.
Startup 06/06 15:00 -3.13 Normal incoming load.
Startup 06/06 16:00 -3.45 Normal incoming load.
Startup 06/06 17:00 -3.4 Normal incoming load.
Startup 06/06 18:00 -3.36 Normal incoming load.
Startup 06/06 19:00 -3.38 Normal incoming load.
Startup 06/06 20:00 -3.48 Normal incoming load.
Startup 06/06 21:00 -3.54 Normal incoming load.
Startup 06/06 22:00 -3.55 Normal incoming load.
Startup 06/06 23:00 -3.54 Normal incoming load.
Startup 06/07 00:00 -3.55 Normal incoming load.
Startup 06/07 01:00 -3.53 Normal incoming load.
Startup 06/07 02:00 -3.57 Normal incoming load.
Startup 06/07 03:00 -3.56 Normal incoming load.
Startup 06/07 04:00 -3.66 Normal incoming load.
Startup 06/07 05:00 -3.6 Normal incoming load.
Startup 06/07 06:00 -3.53 Normal incoming load.
Startup 06/07 07:00 -3.44 Normal incoming load.
Startup 06/07 08:00 -3.24 Normal incoming load.
Startup 06/07 09:00 -3.23 Normal incoming load.
Startup 06/07 10:00 -3.13 Normal incoming load.
Startup 06/07 11:00 -3.42 Normal incoming load.
Startup 06/07 12:00 -3.38 Normal incoming load.
Startup 06/07 13:00 -3.42 Normal incoming load.
Startup 06/07 14:00 -3.35 Normal incoming load.
Startup 06/07 15:00 -3.39 Normal incoming load.
Startup 06/07 16:00 -3.36 Normal incoming load.
Startup 06/07 17:00 -3.34 Normal incoming load.
Startup 06/07 18:00 -3.38 Normal incoming load.
Startup 06/07 19:00 -3.3 Normal incoming load.
Startup 06/07 20:00 -3.35 Normal incoming load.
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Startup 06/07 21:00 -3.44 Normal incoming load.
Startup 06/07 22:00 -3.46 Normal incoming load.
Startup 06/07 23:00 -3.48 Normal incoming load.
Startup 06/08 00:00 -3.44 Normal incoming load.
Startup 06/08 01:00 -3.52 Normal incoming load.
Startup 06/08 02:00 -3.53 Normal incoming load.
Startup 06/08 03:00 -3.54 Normal incoming load.
Startup 06/08 04:00 -3.52 Normal incoming load.
Startup 06/08 05:00 -3.42 Normal incoming load.
Startup 06/08 06:00 -3.4 Normal incoming load.
Startup 06/08 07:00 -3.18 Normal incoming load.
Startup 06/08 08:00 -3.07 Normal incoming load.
Startup 06/08 09:00 -3.02 Normal incoming load.
Startup 06/08 10:00 -3.01 Normal incoming load.
Startup 06/08 11:00 -3.26 Normal incoming load.
Startup 06/08 12:00 -3.26 Normal incoming load.
Startup 06/08 13:00 -3.27 Normal incoming load.
Startup 06/08 14:00 -3.32 Normal incoming load.
Startup 06/08 15:00 -3.32 Normal incoming load.
Startup 06/08 16:00 -3.28 Normal incoming load.
Startup 06/08 17:00 -3.27 Normal incoming load.
Startup 06/08 18:00 -3.26 Normal incoming load.
Startup 06/08 19:00 -3.27 Normal incoming load.
Startup 06/08 20:00 -3.32 Normal incoming load.
Startup 06/08 21:00 -3.38 Normal incoming load.
Startup 06/08 22:00 -3.42 Normal incoming load.
Startup 06/08 23:00 -3.44 Normal incoming load.
Startup 06/09 00:00 -3.41 Normal incoming load.
Startup 06/09 01:00 -3.46 Normal incoming load.
Startup 06/09 02:00 -3.5 Normal incoming load.
Startup 06/09 03:00 -3.49 Normal incoming load.
Startup 06/09 04:00 -3.54 Normal incoming load.
Startup 06/09 05:00 -3.59 Normal incoming load.
Startup 06/09 06:00 -3.66 Normal incoming load.
Startup 06/09 07:00 -3.71 Normal incoming load.
Startup 06/09 08:00 -3.72 Normal incoming load.
Startup 06/09 09:00 -3.69 Normal incoming load.
Startup 06/09 10:00 -3.74 Normal incoming load.
Startup 06/09 11:00 -3.47 Normal incoming load.
Startup 06/09 12:00 -3.4 Normal incoming load.
Startup 06/09 13:00 -3.34 Normal incoming load.
Startup 06/09 14:00 -3.33 Normal incoming load.
Startup 06/09 15:00 -3.3 Normal incoming load.
Startup 06/09 16:00 -3.21 Normal incoming load.
Startup 06/09 17:00 -3.09 Normal incoming load.
Startup 06/09 18:00 -3.01 Normal incoming load.
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Startup 06/09 19:00 -2.99 Normal incoming load.
Startup 06/09 20:00 -3.08 Normal incoming load.
Startup 06/09 21:00 -3.15 Normal incoming load.
Startup 06/09 22:00 -3.13 Normal incoming load.
Startup 06/09 23:00 -3.14 Normal incoming load.
Startup 06/10 00:00 -3.09 Normal incoming load.
Startup 06/10 01:00 -3.19 Normal incoming load.
Startup 06/10 02:00 -3.14 Normal incoming load.
Startup 06/10 03:00 -3.18 Normal incoming load.
Startup 06/10 04:00 -3.21 Normal incoming load.
Startup 06/10 05:00 -3.29 Normal incoming load.
Startup 06/10 06:00 -3.37 Normal incoming load.
Startup 06/10 07:00 -3.41 Normal incoming load.
Startup 06/10 08:00 -3.37 Normal incoming load.
Startup 06/10 09:00 -3.35 Normal incoming load.
Startup 06/10 10:00 -3.33 Normal incoming load.
Startup 06/10 11:00 -3.2 Normal incoming load.
Startup 06/10 12:00 -3.27 Normal incoming load.
Startup 06/10 13:00 -3.27 Normal incoming load.
Startup 06/10 14:00 -3.3 Normal incoming load.
Startup 06/10 15:00 -3.26 Normal incoming load.
Startup 06/10 16:00 -3.23 Normal incoming load.
Startup 06/10 17:00 -3.12 Normal incoming load.
Startup 06/10 18:00 -2.97 Normal incoming load.
Startup 06/10 19:00 -2.94 Normal incoming load.
Startup 06/10 20:00 -3.09 Normal incoming load.
Startup 06/10 21:00 -3.15 Normal incoming load.
Startup 06/10 22:00 -3.08 Normal incoming load.
Startup 06/10 23:00 -3.1 Normal incoming load.
Startup 06/11 00:00 -3.07 Normal incoming load.
Startup 06/11 01:00 -3.13 Normal incoming load.
Startup 06/11 02:00 -3.15 Normal incoming load.
Startup 06/11 03:00 -3.21 Normal incoming load.
Startup 06/11 04:00 -3.22 Normal incoming load.
Startup 06/11 05:00 -3.32 Normal incoming load.
Startup 06/11 06:00 -3.39 Normal incoming load.
Startup 06/11 07:00 -3.36 Normal incoming load.
Startup 06/11 08:00 -3.34 Normal incoming load.
Startup 06/11 09:00 -3.34 Normal incoming load.
Startup 06/11 10:00 -3.41 Normal incoming load.
Startup 06/11 11:00 -3.36 Normal incoming load.
Startup 06/11 12:00 -3.34 Normal incoming load.
Startup 06/11 13:00 -3.31 Normal incoming load.
Startup 06/11 14:00 -3.36 Normal incoming load.
Startup 06/11 15:00 -3.34 Normal incoming load.
Startup 06/11 16:00 -3.19 Normal incoming load.
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Startup 06/11 17:00 -3.05 Normal incoming load.
Startup 06/11 18:00 -3.03 Normal incoming load.
Startup 06/11 19:00 -3.09 Normal incoming load.
Startup 06/11 20:00 -3.11 Normal incoming load.
Startup 06/11 21:00 -3.16 Normal incoming load.
Startup 06/11 22:00 -3.16 Normal incoming load.
Startup 06/11 23:00 -3.18 Normal incoming load.
Startup 06/12 00:00 -3.13 Normal incoming load.
Startup 06/12 01:00 -3.23 Normal incoming load.
Startup 06/12 02:00 -3.23 Normal incoming load.
Startup 06/12 03:00 -3.24 Normal incoming load.
Startup 06/12 04:00 -3.27 Normal incoming load.
Startup 06/12 05:00 -3.37 Normal incoming load.
Startup 06/12 06:00 -3.43 Normal incoming load.
Startup 06/12 07:00 -3.53 Normal incoming load.
Startup 06/12 08:00 -3.5 Normal incoming load.
Startup 06/12 09:00 -3.44 Normal incoming load.
Startup 06/12 10:00 -3.4 Normal incoming load.
Startup 06/12 11:00 -3.32 Normal incoming load.
Startup 06/12 12:00 -3.42 Normal incoming load.
Startup 06/12 13:00 -3.5 Normal incoming load.
Startup 06/12 14:00 -3.5 Normal incoming load.
Startup 06/12 15:00 -3.48 Normal incoming load.
Startup 06/12 16:00 -3.37 Normal incoming load.
Startup 06/12 17:00 -3.27 Normal incoming load.
Startup 06/12 18:00 -3.25 Normal incoming load.
Startup 06/12 19:00 -3.2 Normal incoming load.
Startup 06/12 20:00 -3.23 Normal incoming load.
Startup 06/12 21:00 -3.3 Normal incoming load.
Startup 06/12 22:00 -3.29 Normal incoming load.
Startup 06/12 23:00 -3.3 Normal incoming load.
Startup 06/13 00:00 -3.28 Normal incoming load.
Startup 06/13 01:00 -3.35 Normal incoming load.
Startup 06/13 02:00 -3.36 Normal incoming load.
Startup 06/13 03:00 -3.32 Normal incoming load.
Startup 06/13 04:00 -3.33 Normal incoming load.
Startup 06/13 05:00 -3.34 Normal incoming load.
Startup 06/13 06:00 -3.33 Normal incoming load.
Startup 06/13 07:00 -3.33 Normal incoming load.
Startup 06/13 08:00 -3.33 Normal incoming load.
Startup 06/13 09:00 -3.14 Normal incoming load.
Startup 06/13 10:00 -3.02 Normal incoming load.
Startup 06/13 11:00 -3.04 Normal incoming load.
Startup 06/13 12:00 -3.06 Normal incoming load.
Startup 06/13 13:00 -3.08 Normal incoming load.
Startup 06/13 14:00 -3 Normal incoming load.
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Startup 06/13 15:00 -2.97 Normal incoming load.
Startup 06/13 16:00 -2.95 Normal incoming load.
Startup 06/13 17:00 -2.92 Normal incoming load.
Startup 06/13 18:00 -2.94 Normal incoming load.
Startup 06/13 19:00 -2.92 Normal incoming load.
Startup 06/13 20:00 -3 Normal incoming load.
Startup 06/13 21:00 -3.02 Normal incoming load.
Startup 06/13 22:00 -3.05 Normal incoming load.
Startup 06/13 23:00 -3.05 Normal incoming load.
Startup 06/14 00:00 -3.03 Normal incoming load.
Startup 06/14 01:00 -3.11 Normal incoming load.
Startup 06/14 02:00 -3.1 Normal incoming load.
Startup 06/14 03:00 -3.07 Normal incoming load.
Startup 06/14 04:00 -3.17 Normal incoming load.
Startup 06/14 05:00 -3.13 Normal incoming load.
Startup 06/14 06:00 -3.13 Normal incoming load.
Startup 06/14 07:00 -3.08 Normal incoming load.
Startup 06/14 08:00 -3.01 Normal incoming load.
Startup 06/14 09:00 -3.01 Normal incoming load.
Startup 06/14 10:00 -3.03 Normal incoming load.
Startup 06/14 11:00 -3.04 Normal incoming load.
Startup 06/14 12:00 -3.02 Normal incoming load.
Startup 06/14 13:00 -2.94 Normal incoming load.
Startup 06/14 14:00 -2.92 Normal incoming load.
Startup 06/14 15:00 -2.91 Normal incoming load.
Startup 06/14 16:00 -2.9 Normal incoming load.
Startup 06/14 17:00 -2.94 Normal incoming load.
Startup 06/14 18:00 -2.92 Normal incoming load.
Startup 06/14 19:00 -2.9 Normal incoming load.
Startup 06/14 20:00 -2.99 Normal incoming load.
Startup 06/14 21:00 -3.1 Normal incoming load.
Startup 06/14 22:00 -3.14 Normal incoming load.
Startup 06/14 23:00 -3.13 Normal incoming load.
Startup 06/15 00:00 -3.03 Normal incoming load.
Startup 06/15 01:00 -3.13 Normal incoming load.
Startup 06/15 02:00 -3.1 Normal incoming load.
Startup 06/15 03:00 -3.18 Normal incoming load.
Startup 06/15 04:00 -3.16 Normal incoming load.
Startup 06/15 05:00 -3.16 Normal incoming load.
Startup 06/15 06:00 -3.13 Normal incoming load.
Startup 06/15 07:00 -3.1 Normal incoming load.
Startup 06/15 08:00 -3.02 Normal incoming load.
Startup 06/15 09:00 -2.83 Normal incoming load.
Startup 06/15 10:00 -2.73 Normal incoming load.
Startup 06/15 11:00 -2.7 Normal incoming load.
Startup 06/15 12:00 -2.75 Normal incoming load.
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Startup 06/15 13:00 -2.76 Normal incoming load.
Startup 06/15 14:00 -2.73 Normal incoming load.
Startup 06/15 15:00 -2.7 Normal incoming load.
Startup 06/15 16:00 -2.66 Normal incoming load.
Startup 06/15 17:00 -2.66 Normal incoming load.
Startup 06/15 18:00 -2.65 Normal incoming load.
Startup 06/15 19:00 -2.69 Normal incoming load.
Startup 06/15 20:00 -2.76 Normal incoming load.
Startup 06/15 21:00 -2.86 Normal incoming load.
Startup 06/15 22:00 -2.88 Normal incoming load.
Startup 06/15 23:00 -2.88 Normal incoming load.
Startup 06/16 00:00 -2.78 Normal incoming load.
Startup 06/16 01:00 -2.88 Normal incoming load.
Startup 06/16 02:00 -2.85 Normal incoming load.
Startup 06/16 03:00 -2.86 Normal incoming load.
Startup 06/16 04:00 -2.95 Normal incoming load.
Startup 06/16 05:00 -2.97 Normal incoming load.
Startup 06/16 06:00 -3.08 Normal incoming load.
Startup 06/16 07:00 -3.07 Normal incoming load.
Startup 06/16 08:00 -3.18 Normal incoming load.
Startup 06/16 09:00 -3.29 Normal incoming load.
Startup 06/16 10:00 -3.2 Normal incoming load.
Startup 06/16 11:00 -3.17 Normal incoming load.
Startup 06/16 12:00 -3.19 Normal incoming load.
Startup 06/16 13:00 -3.31 Normal incoming load.
Startup 06/16 14:00 -3.29 Normal incoming load.
Startup 06/16 15:00 -3.23 Normal incoming load.
Startup 06/16 16:00 -2.96 Normal incoming load.
Startup 06/16 17:00 -2.82 Normal incoming load.
Startup 06/16 18:00 -2.77 Normal incoming load.
Startup 06/16 19:00 -2.79 Normal incoming load.
Startup 06/16 20:00 -2.93 Normal incoming load.
Startup 06/16 21:00 -2.97 Normal incoming load.
Startup 06/16 22:00 -2.97 Normal incoming load.
Startup 06/16 23:00 -2.96 Normal incoming load.
Startup 06/17 00:00 -2.97 Normal incoming load.
Startup 06/17 01:00 -2.99 Normal incoming load.
Startup 06/17 02:00 -2.96 Normal incoming load.
Startup 06/17 03:00 -2.96 Normal incoming load.
Startup 06/17 04:00 -3.04 Normal incoming load.
Startup 06/17 05:00 -3.05 Normal incoming load.
Startup 06/17 06:00 -3.16 Normal incoming load.
Startup 06/17 07:00 -3.27 Normal incoming load.
Startup 06/17 08:00 -3.43 Normal incoming load.
Startup 06/17 09:00 -3.45 Normal incoming load.
Startup 06/17 10:00 -3.45 Normal incoming load.
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Startup 06/17 11:00 -3.38 Normal incoming load.
Startup 06/17 12:00 -3.28 Normal incoming load.
Startup 06/17 13:00 -3.44 Normal incoming load.
Startup 06/17 14:00 -3.31 Normal incoming load.
Startup 06/17 15:00 -3.21 Normal incoming load.
Startup 06/17 16:00 -3.11 Normal incoming load.
Startup 06/17 17:00 -2.8 Normal incoming load.
Startup 06/17 18:00 -2.76 Normal incoming load.
Startup 06/17 19:00 -2.75 Normal incoming load.
Startup 06/17 20:00 -2.87 Normal incoming load.
Startup 06/17 21:00 -2.93 Normal incoming load.
Startup 06/17 22:00 -2.87 Normal incoming load.
Startup 06/17 23:00 -2.92 Normal incoming load.
Startup 06/18 00:00 -2.86 Normal incoming load.
Startup 06/18 01:00 -2.92 Normal incoming load.
Startup 06/18 02:00 -2.93 Normal incoming load.
Startup 06/18 03:00 -2.88 Normal incoming load.
Startup 06/18 04:00 -2.81 Normal incoming load.
Startup 06/18 05:00 -2.75 Normal incoming load.
Startup 06/18 06:00 -3.11 Normal incoming load.
Startup 06/18 07:00 -3.09 Normal incoming load.
Startup 06/18 08:00 -3.09 Normal incoming load.
Startup 06/18 09:00 -3.11 Normal incoming load.
Startup 06/18 10:00 -3.12 Normal incoming load.
Startup 06/18 11:00 -3.09 Normal incoming load.
Startup 06/18 12:00 -3.16 Normal incoming load.
Startup 06/18 13:00 -3.23 Normal incoming load.
Startup 06/18 14:00 -3.29 Normal incoming load.
Startup 06/18 15:00 -3.21 Normal incoming load.
Startup 06/18 16:00 -3.09 Normal incoming load.
Startup 06/18 17:00 -3.08 Normal incoming load.
Startup 06/18 18:00 -3.06 Normal incoming load.
Startup 06/18 19:00 -2.96 Normal incoming load.
Startup 06/18 20:00 -2.86 Normal incoming load.
Startup 06/18 21:00 -2.85 Normal incoming load.
Startup 06/18 22:00 -2.79 Normal incoming load.
Startup 06/18 23:00 -2.8 Normal incoming load.
Startup 06/19 00:00 -2.79 Normal incoming load.
Startup 06/19 01:00 -2.87 Normal incoming load.
Startup 06/19 02:00 -2.92 Normal incoming load.
Startup 06/19 03:00 -2.99 Normal incoming load.
Startup 06/19 04:00 -2.9 Normal incoming load.
Startup 06/19 05:00 -3.03 Normal incoming load.
Startup 06/19 06:00 -3.1 Normal incoming load.
Startup 06/19 07:00 -3.21 Normal incoming load.
Startup 06/19 08:00 -3.23 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 06/19 09:00 -3.45 Normal incoming load.
Startup 06/19 10:00 -3.6 Normal incoming load.
Startup 06/19 11:00 -3.63 Normal incoming load.
Startup 06/19 12:00 -3.7 Normal incoming load.
Startup 06/19 13:00 -3.71 Normal incoming load.
Startup 06/19 14:00 -3.67 Normal incoming load.
Startup 06/19 15:00 -3.68 Normal incoming load.
Startup 06/19 16:00 -3.84 Normal incoming load.
Startup 06/19 17:00 -3.76 Normal incoming load.
Startup 06/19 18:00 -3.7 Normal incoming load.
Startup 06/19 19:00 -3.7 Normal incoming load.
Startup 06/19 20:00 -3.75 Normal incoming load.
Startup 06/19 21:00 -3.7 Normal incoming load.
Startup 06/19 22:00 -3.62 Normal incoming load.
Startup 06/19 23:00 -3.5 Normal incoming load.
Startup 06/20 00:00 -3.4 Normal incoming load.
Startup 06/20 01:00 -3.53 Normal incoming load.
Startup 06/20 02:00 -3.63 Normal incoming load.
Startup 06/20 03:00 -3.42 Normal incoming load.
Startup 06/20 04:00 -3.48 Normal incoming load.
Startup 06/20 05:00 -3.59 Normal incoming load.
Startup 06/20 06:00 -3.58 Normal incoming load.
Startup 06/20 07:00 -3.71 Normal incoming load.
Startup 06/20 08:00 -3.65 Normal incoming load.
Startup 06/20 09:00 -3.67 Normal incoming load.
Startup 06/20 10:00 -3.76 Normal incoming load.
Startup 06/20 11:00 -3.59 Normal incoming load.
Startup 06/20 12:00 -3.62 Normal incoming load.
Startup 06/20 13:00 -3.59 Normal incoming load.
Startup 06/20 14:00 -3.58 Normal incoming load.
Startup 06/20 15:00 -3.78 Normal incoming load.
Startup 06/20 16:00 -3.92 Normal incoming load.
Startup 06/20 17:00 -3.92 Normal incoming load.
Startup 06/20 18:00 -3.79 Normal incoming load.
Startup 06/20 19:00 -3.64 Normal incoming load.
Startup 06/20 20:00 -3.61 Normal incoming load.
Startup 06/20 21:00 -3.61 Normal incoming load.
Startup 06/20 22:00 -3.67 Normal incoming load.
Startup 06/20 23:00 -3.57 Normal incoming load.
Startup 06/21 00:00 -3.37 Normal incoming load.
Startup 06/21 01:00 -3.4 Normal incoming load.
Startup 06/21 02:00 -3.38 Normal incoming load.
Startup 06/21 03:00 -3.37 Normal incoming load.
Startup 06/21 04:00 -3.37 Normal incoming load.
Startup 06/21 05:00 -3.35 Normal incoming load.
Startup 06/21 06:00 -3.33 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 06/21 07:00 -3.07 Normal incoming load.
Startup 06/21 08:00 -3.04 Normal incoming load.
Startup 06/21 09:00 -3.18 Normal incoming load.
Startup 06/21 10:00 -3.25 Normal incoming load.
Startup 06/21 11:00 -3.31 Normal incoming load.
Startup 06/21 12:00 -3.24 Normal incoming load.
Startup 06/21 13:00 -3.17 Normal incoming load.
Startup 06/21 14:00 -3.15 Normal incoming load.
Startup 06/21 15:00 -3.15 Normal incoming load.
Startup 06/21 16:00 -3.04 Normal incoming load.
Startup 06/21 17:00 -3.1 Normal incoming load.
Startup 06/21 18:00 -3.1 Normal incoming load.
Startup 06/21 19:00 -3.17 Normal incoming load.
Startup 06/21 20:00 -3 Normal incoming load.
Startup 06/21 21:00 -2.99 Normal incoming load.
Startup 06/21 22:00 -3.05 Normal incoming load.
Startup 06/21 23:00 -2.99 Normal incoming load.
Startup 06/22 00:00 -2.83 Normal incoming load.
Startup 06/22 01:00 -2.93 Normal incoming load.
Startup 06/22 02:00 -2.93 Normal incoming load.
Startup 06/22 03:00 -2.96 Normal incoming load.
Startup 06/22 04:00 -2.97 Normal incoming load.
Startup 06/22 05:00 -2.92 Normal incoming load.
Startup 06/22 06:00 -2.86 Normal incoming load.
Startup 06/22 07:00 -2.89 Normal incoming load.
Startup 06/22 08:00 -2.94 Normal incoming load.
Startup 06/22 09:00 -2.94 Normal incoming load.
Startup 06/22 10:00 -2.94 Normal incoming load.
Startup 06/22 11:00 -2.9 Normal incoming load.
Startup 06/22 12:00 -2.9 Normal incoming load.
Startup 06/22 13:00 -2.99 Normal incoming load.
Startup 06/22 14:00 -3.19 Normal incoming load.
Startup 06/22 15:00 -3.18 Normal incoming load.
Startup 06/22 16:00 -3.17 Normal incoming load.
Startup 06/22 17:00 -3.17 Normal incoming load.
Startup 06/22 18:00 -3.16 Normal incoming load.
Startup 06/22 19:00 -3.17 Normal incoming load.
Startup 06/22 20:00 -3.25 Normal incoming load.
Startup 06/22 21:00 -3.28 Normal incoming load.
Startup 06/22 22:00 -3.28 Normal incoming load.
Startup 06/22 23:00 -3.31 Normal incoming load.
Startup 06/23 00:00 -3.27 Normal incoming load.
Startup 06/23 01:00 -3.33 Normal incoming load.
Startup 06/23 02:00 -3.34 Normal incoming load.
Startup 06/23 03:00 -3.32 Normal incoming load.
Startup 06/23 04:00 -3.42 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 06/23 05:00 -3.3 Normal incoming load.
Startup 06/23 06:00 -3.25 Normal incoming load.
Startup 06/23 07:00 -3.31 Normal incoming load.
Startup 06/23 08:00 -3.38 Normal incoming load.
Startup 06/23 09:00 -3.36 Normal incoming load.
Startup 06/23 10:00 -3.33 Normal incoming load.
Startup 06/23 11:00 -3.36 Normal incoming load.
Startup 06/23 12:00 -3.28 Normal incoming load.
Startup 06/23 13:00 -3.22 Normal incoming load.
Startup 06/23 14:00 -3.18 Normal incoming load.
Startup 06/23 15:00 -3.43 Normal incoming load.
Startup 06/23 16:00 -3.43 Normal incoming load.
Startup 06/23 17:00 -3.3 Normal incoming load.
Startup 06/23 18:00 -3.29 Normal incoming load.
Startup 06/23 19:00 -3.35 Normal incoming load.
Startup 06/23 20:00 -3.41 Normal incoming load.
Startup 06/23 21:00 -3.43 Normal incoming load.
Startup 06/23 22:00 -3.41 Normal incoming load.
Startup 06/23 23:00 -3.42 Normal incoming load.
Startup 06/24 00:00 -3.34 Normal incoming load.
Startup 06/24 01:00 -3.38 Normal incoming load.
Startup 06/24 02:00 -3.38 Normal incoming load.
Startup 06/24 03:00 -3.36 Normal incoming load.
Startup 06/24 04:00 -3.41 Normal incoming load.
Startup 06/24 05:00 -3.5 Normal incoming load.
Startup 06/24 06:00 -3.61 Normal incoming load.
Startup 06/24 07:00 -3.67 Normal incoming load.
Startup 06/24 08:00 -3.66 Normal incoming load.
Startup 06/24 09:00 -3.65 Normal incoming load.
Startup 06/24 10:00 -3.61 Normal incoming load.
Startup 06/24 11:00 -3.52 Normal incoming load.
Startup 06/24 12:00 -3.24 Normal incoming load.
Startup 06/24 13:00 -3.22 Normal incoming load.
Startup 06/24 14:00 -3.24 Normal incoming load.
Startup 06/24 15:00 -3.17 Normal incoming load.
Startup 06/24 16:00 -3.3 Normal incoming load.
Startup 06/24 17:00 -3.34 Normal incoming load.
Startup 06/24 18:00 -3.31 Normal incoming load.
Startup 06/24 19:00 -3.34 Normal incoming load.
Startup 06/24 20:00 -3.4 Normal incoming load.
Startup 06/24 21:00 -3.42 Normal incoming load.
Startup 06/24 22:00 -3.39 Normal incoming load.
Startup 06/24 23:00 -3.41 Normal incoming load.
Startup 06/25 00:00 -3.35 Normal incoming load.
Startup 06/25 01:00 -3.4 Normal incoming load.
Startup 06/25 02:00 -3.42 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 06/25 03:00 -3.39 Normal incoming load.
Startup 06/25 04:00 -3.48 Normal incoming load.
Startup 06/25 05:00 -3.56 Normal incoming load.
Startup 06/25 06:00 -3.63 Normal incoming load.
Startup 06/25 07:00 -3.66 Normal incoming load.
Startup 06/25 08:00 -3.65 Normal incoming load.
Startup 06/25 09:00 -3.65 Normal incoming load.
Startup 06/25 10:00 -3.67 Normal incoming load.
Startup 06/25 11:00 -3.72 Normal incoming load.
Startup 06/25 12:00 -3.67 Normal incoming load.
Startup 06/25 13:00 -3.34 Normal incoming load.
Startup 06/25 14:00 -3.33 Normal incoming load.
Startup 06/25 15:00 -3.54 Normal incoming load.
Startup 06/25 16:00 -3.39 Normal incoming load.
Startup 06/25 17:00 -3.32 Normal incoming load.
Startup 06/25 18:00 -3.3 Normal incoming load.
Startup 06/25 19:00 -3.32 Normal incoming load.
Startup 06/25 20:00 -3.44 Normal incoming load.
Startup 06/25 21:00 -3.46 Normal incoming load.
Startup 06/25 22:00 -3.42 Normal incoming load.
Startup 06/25 23:00 -3.4 Normal incoming load.
Startup 06/26 00:00 -3.34 Normal incoming load.
Startup 06/26 01:00 -3.36 Normal incoming load.
Startup 06/26 02:00 -3.4 Normal incoming load.
Startup 06/26 03:00 -3.41 Normal incoming load.
Startup 06/26 04:00 -3.45 Normal incoming load.
Startup 06/26 05:00 -3.51 Normal incoming load.
Startup 06/26 06:00 -3.61 Normal incoming load.
Startup 06/26 07:00 -3.66 Normal incoming load.
Startup 06/26 08:00 -3.68 Normal incoming load.
Startup 06/26 09:00 -3.72 Normal incoming load.
Startup 06/26 10:00 -3.7 Normal incoming load.
Startup 06/26 11:00 -3.77 Normal incoming load.
Startup 06/26 12:00 -3.75 Normal incoming load.
Startup 06/26 13:00 -3.56 Normal incoming load.
Startup 06/26 14:00 -3.54 Normal incoming load.
Startup 06/26 15:00 -3.47 Normal incoming load.
Startup 06/26 16:00 -3.11 Normal incoming load.
Startup 06/26 17:00 -2.99 Normal incoming load.
Startup 06/26 18:00 -2.97 Normal incoming load.
Startup 06/26 19:00 -2.91 Normal incoming load.
Startup 06/26 20:00 -3.03 Normal incoming load.
Startup 06/26 21:00 -3.07 Normal incoming load.
Startup 06/26 22:00 -3.04 Normal incoming load.
Startup 06/26 23:00 -3.03 Normal incoming load.
Startup 06/27 00:00 -2.96 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 06/27 01:00 -3.02 Normal incoming load.
Startup 06/27 02:00 -3.08 Normal incoming load.
Startup 06/27 03:00 -3.08 Normal incoming load.
Startup 06/27 04:00 -3.06 Normal incoming load.
Startup 06/27 05:00 -3.07 Normal incoming load.
Startup 06/27 06:00 -3.08 Normal incoming load.
Startup 06/27 07:00 -3.04 Normal incoming load.
Startup 06/27 08:00 -3.02 Normal incoming load.
Startup 06/27 09:00 -3.04 Normal incoming load.
Startup 06/27 10:00 -3.12 Normal incoming load.
Startup 06/27 11:00 -3.06 Normal incoming load.
Startup 06/27 12:00 -2.99 Normal incoming load.
Startup 06/27 13:00 -2.97 Normal incoming load.
Startup 06/27 14:00 -2.97 Normal incoming load.
Startup 06/27 15:00 -2.99 Normal incoming load.
Startup 06/27 16:00 -2.92 Normal incoming load.
Startup 06/27 17:00 -2.86 Normal incoming load.
Startup 06/27 18:00 -2.85 Normal incoming load.
Startup 06/27 19:00 -2.87 Normal incoming load.
Startup 06/27 20:00 -2.94 Normal incoming load.
Startup 06/27 21:00 -3.03 Normal incoming load.
Startup 06/27 22:00 -2.99 Normal incoming load.
Startup 06/27 23:00 -2.99 Normal incoming load.
Startup 06/28 00:00 -2.92 Normal incoming load.
Startup 06/28 01:00 -3.01 Normal incoming load.
Startup 06/28 02:00 -3.01 Normal incoming load.
Startup 06/28 03:00 -3.03 Normal incoming load.
Startup 06/28 04:00 -3.03 Normal incoming load.
Startup 06/28 05:00 -3.03 Normal incoming load.
Startup 06/28 06:00 -3.01 Normal incoming load.
Startup 06/28 07:00 -2.99 Normal incoming load.
Startup 06/28 08:00 -2.94 Normal incoming load.
Startup 06/28 09:00 -2.95 Normal incoming load.
Startup 06/28 10:00 -2.9 Normal incoming load.
Startup 06/28 11:00 -2.83 Normal incoming load.
Startup 06/28 12:00 -2.71 Normal incoming load.
Startup 06/28 13:00 -2.54 Normal incoming load.
Startup 06/28 14:00 -2.56 Normal incoming load.
Startup 06/28 15:00 -2.6 Normal incoming load.
Startup 06/28 16:00 -2.51 Normal incoming load.
Startup 06/28 17:00 -2.54 Normal incoming load.
Startup 06/28 18:00 -2.55 Normal incoming load.
Startup 06/28 19:00 -2.54 Normal incoming load.
Startup 06/28 20:00 -2.63 Normal incoming load.
Startup 06/28 21:00 -2.7 Normal incoming load.
Startup 06/28 22:00 -2.68 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 06/28 23:00 -2.72 Normal incoming load.
Startup 06/29 00:00 -2.68 Normal incoming load.
Startup 06/29 01:00 -2.72 Normal incoming load.
Startup 06/29 02:00 -2.75 Normal incoming load.
Startup 06/29 03:00 -2.73 Normal incoming load.
Startup 06/29 04:00 -2.73 Normal incoming load.
Startup 06/29 05:00 -2.71 Normal incoming load.
Startup 06/29 06:00 -2.72 Normal incoming load.
Startup 06/29 07:00 -2.68 Normal incoming load.
Startup 06/29 08:00 -2.64 Normal incoming load.
Startup 06/29 09:00 -2.63 Normal incoming load.
Startup 06/29 10:00 -2.61 Normal incoming load.
Startup 06/29 11:00 -2.61 Normal incoming load.
Startup 06/29 12:00 -2.59 Normal incoming load.
Startup 06/29 13:00 -2.56 Normal incoming load.
Startup 06/29 14:00 -2.59 Normal incoming load.
Startup 06/29 15:00 -2.62 Normal incoming load.
Startup 06/29 16:00 -2.56 Normal incoming load.
Startup 06/29 17:00 -2.59 Normal incoming load.
Startup 06/29 18:00 -2.6 Normal incoming load.
Startup 06/29 19:00 -2.65 Normal incoming load.
Startup 06/29 20:00 -2.69 Normal incoming load.
Startup 06/29 21:00 -2.73 Normal incoming load.
Startup 06/29 22:00 -2.77 Normal incoming load.
Startup 06/29 23:00 -2.71 Normal incoming load.
Startup 06/30 00:00 -2.66 Normal incoming load.
Startup 06/30 01:00 -2.7 Normal incoming load.
Startup 06/30 02:00 -2.72 Normal incoming load.
Startup 06/30 03:00 -2.73 Normal incoming load.
Startup 06/30 04:00 -2.76 Normal incoming load.
Startup 06/30 05:00 -2.88 Normal incoming load.
Startup 06/30 06:00 -3 Normal incoming load.
Startup 06/30 07:00 -3.1 Normal incoming load.
Startup 06/30 08:00 -3.33 Normal incoming load.
Startup 06/30 09:00 -3.38 Normal incoming load.
Startup 06/30 10:00 -3.3 Normal incoming load.
Startup 06/30 11:00 -3.29 Normal incoming load.
Startup 06/30 12:00 -3.27 Normal incoming load.
Startup 06/30 13:00 -3.22 Normal incoming load.
Startup 06/30 14:00 -3.3 Normal incoming load.
Startup 06/30 15:00 -3.55 Normal incoming load.
Startup 06/30 16:00 -3.56 Normal incoming load.
Startup 06/30 17:00 -3.59 Normal incoming load.
Startup 06/30 18:00 -3.59 Normal incoming load.
Startup 06/30 19:00 -3.59 Normal incoming load.
Startup 06/30 20:00 -3.59 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 06/30 21:00 -3.59 Normal incoming load.
Startup 06/30 22:00 -3.42 Normal incoming load.
Startup 06/30 23:00 -3.38 Normal incoming load.
Startup Total June -2,350.15 ATS ISO Meter data appears to be AOK
Startup 07/01 00:00 -3.35 Normal incoming load.
Startup 07/01 01:00 -3.39 Normal incoming load.
Startup 07/01 02:00 -3.4 Normal incoming load.
Startup 07/01 03:00 -3.4 Normal incoming load.
Startup 07/01 04:00 -3.41 Normal incoming load.
Startup 07/01 05:00 -3.52 Normal incoming load.
Startup 07/01 06:00 -3.51 Normal incoming load.
Startup 07/01 07:00 -3.36 Normal incoming load.
Startup 07/01 08:00 -3.37 Normal incoming load.
Startup 07/01 09:00 -3.35 Normal incoming load.
Startup 07/01 10:00 -3.4 Normal incoming load.
Startup 07/01 11:00 -3.31 Normal incoming load.
Startup 07/01 12:00 -3.29 Normal incoming load.
Startup 07/01 13:00 -3.26 Normal incoming load.
Startup 07/01 14:00 -3.38 Normal incoming load.
Startup 07/01 15:00 -3.48 Normal incoming load.
Startup 07/01 16:00 -3.41 Normal incoming load.
Startup 07/01 17:00 -3.32 Normal incoming load.
Startup 07/01 18:00 -3.29 Normal incoming load.
Startup 07/01 19:00 -3.32 Normal incoming load.
Startup 07/01 20:00 -3.4 Normal incoming load.
Startup 07/01 21:00 -3.42 Normal incoming load.
Startup 07/01 22:00 -3.39 Normal incoming load.
Startup 07/01 23:00 -3.4 Normal incoming load.
Startup 07/02 00:00 -3.33 Normal incoming load.
Startup 07/02 01:00 -3.4 Normal incoming load.
Startup 07/02 02:00 -3.39 Normal incoming load.
Startup 07/02 03:00 -3.38 Normal incoming load.
Startup 07/02 04:00 -3.42 Normal incoming load.
Startup 07/02 05:00 -3.47 Normal incoming load.
Startup 07/02 06:00 -3.58 Normal incoming load.
Startup 07/02 07:00 -3.56 Normal incoming load.
Startup 07/02 08:00 -3.77 Normal incoming load.
Startup 07/02 09:00 -3.93 Normal incoming load.
Startup 07/02 10:00 -3.95 Normal incoming load.
Startup 07/02 11:00 -3.58 Normal incoming load.
Startup 07/02 12:00 -3.68 Normal incoming load.
Startup 07/02 13:00 -3.9 Normal incoming load.
Startup 07/02 14:00 -3.73 Normal incoming load.
Startup 07/02 15:00 -3.6 Normal incoming load.
Startup 07/02 16:00 -3.46 Normal incoming load.
Startup 07/02 17:00 -3.32 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
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Startup 07/02 18:00 -3.28 Normal incoming load.
Startup 07/02 19:00 -3.31 Normal incoming load.
Startup 07/02 20:00 -3.34 Normal incoming load.
Startup 07/02 21:00 -3.36 Normal incoming load.
Startup 07/02 22:00 -3.38 Normal incoming load.
Startup 07/02 23:00 -3.38 Normal incoming load.
Startup 07/03 00:00 -3.33 Normal incoming load.
Startup 07/03 01:00 -3.41 Normal incoming load.
Startup 07/03 02:00 -3.39 Normal incoming load.
Startup 07/03 03:00 -3.38 Normal incoming load.
Startup 07/03 04:00 -3.44 Normal incoming load.
Startup 07/03 05:00 -3.22 Normal incoming load.
Startup 07/03 06:00 -3.05 Normal incoming load.
Startup 07/03 07:00 -3.1 Normal incoming load.
Startup 07/03 08:00 -3.11 Normal incoming load.
Startup 07/03 09:00 -2.99 Normal incoming load.
Startup 07/03 10:00 -3.01 Normal incoming load.
Startup 07/03 11:00 -3.08 Normal incoming load.
Startup 07/03 12:00 -3.06 Normal incoming load.
Startup 07/03 13:00 -3.13 Normal incoming load.
Startup 07/03 14:00 -3.13 Normal incoming load.
Startup 07/03 15:00 -3.11 Normal incoming load.
Startup 07/03 16:00 -3.01 Normal incoming load.
Startup 07/03 17:00 -2.87 Normal incoming load.
Startup 07/03 18:00 -2.82 Normal incoming load.
Startup 07/03 19:00 -2.8 Normal incoming load.
Startup 07/03 20:00 -2.8 Normal incoming load.
Startup 07/03 21:00 -2.82 Normal incoming load.
Startup 07/03 22:00 -2.78 Normal incoming load.
Startup 07/03 23:00 -2.72 Normal incoming load.
Startup 07/04 00:00 -2.59 Normal incoming load.
Startup 07/04 01:00 -2.69 Normal incoming load.
Startup 07/04 02:00 -2.7 Normal incoming load.
Startup 07/04 03:00 -2.68 Normal incoming load.
Startup 07/04 04:00 -2.66 Normal incoming load.
Startup 07/04 05:00 -2.69 Normal incoming load.
Startup 07/04 06:00 -2.71 Normal incoming load.
Startup 07/04 07:00 -2.64 Normal incoming load.
Startup 07/04 08:00 -2.57 Normal incoming load.
Startup 07/04 09:00 -2.65 Normal incoming load.
Startup 07/04 10:00 -2.65 Normal incoming load.
Startup 07/04 11:00 -2.67 Normal incoming load.
Startup 07/04 12:00 -2.72 Normal incoming load.
Startup 07/04 13:00 -2.82 Normal incoming load.
Startup 07/04 14:00 -2.92 Normal incoming load.
Startup 07/04 15:00 -2.87 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 07/04 16:00 -2.88 Normal incoming load.
Startup 07/04 17:00 -2.92 Normal incoming load.
Startup 07/04 18:00 -2.9 Normal incoming load.
Startup 07/04 19:00 -2.91 Normal incoming load.
Startup 07/04 20:00 -2.95 Normal incoming load.
Startup 07/04 21:00 -2.95 Normal incoming load.
Startup 07/04 22:00 -2.94 Normal incoming load.
Startup 07/04 23:00 -2.98 Normal incoming load.
Startup 07/05 00:00 -2.94 Normal incoming load.
Startup 07/05 01:00 -3.04 Normal incoming load.
Startup 07/05 02:00 -3.02 Normal incoming load.
Startup 07/05 03:00 -3.01 Normal incoming load.
Startup 07/05 04:00 -3.02 Normal incoming load.
Startup 07/05 05:00 -3.01 Normal incoming load.
Startup 07/05 06:00 -2.98 Normal incoming load.
Startup 07/05 07:00 -2.95 Normal incoming load.
Startup 07/05 08:00 -2.95 Normal incoming load.
Startup 07/05 09:00 -2.97 Normal incoming load.
Startup 07/05 10:00 -3.01 Normal incoming load.
Startup 07/05 11:00 -2.95 Normal incoming load.
Startup 07/05 12:00 -3.16 Normal incoming load.
Startup 07/05 13:00 -3.21 Normal incoming load.
Startup 07/05 14:00 -3.18 Normal incoming load.
Startup 07/05 15:00 -3.22 Normal incoming load.
Startup 07/05 16:00 -3.2 Normal incoming load.
Startup 07/05 17:00 -3.21 Normal incoming load.
Startup 07/05 18:00 -3.26 Normal incoming load.
Startup 07/05 19:00 -3.23 Normal incoming load.
Startup 07/05 20:00 -3.24 Normal incoming load.
Startup 07/05 21:00 -3.31 Normal incoming load.
Startup 07/05 22:00 -3.37 Normal incoming load.
Startup 07/05 23:00 -3.3 Normal incoming load.
Startup 07/06 00:00 -3.26 Normal incoming load.
Startup 07/06 01:00 -3.33 Normal incoming load.
Startup 07/06 02:00 -3.38 Normal incoming load.
Startup 07/06 03:00 -3.35 Normal incoming load.
Startup 07/06 04:00 -3.36 Normal incoming load.
Startup 07/06 05:00 -3.38 Normal incoming load.
Startup 07/06 06:00 -3.34 Normal incoming load.
Startup 07/06 07:00 -3.3 Normal incoming load.
Startup 07/06 08:00 -3.22 Normal incoming load.
Startup 07/06 09:00 -3.22 Normal incoming load.
Startup 07/06 10:00 -3.28 Normal incoming load.
Startup 07/06 11:00 -3.24 Normal incoming load.
Startup 07/06 12:00 -3.18 Normal incoming load.
Startup 07/06 13:00 -3.19 Normal incoming load.

Start-Up Load 98 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/06 14:00 -3.19 Normal incoming load.
Startup 07/06 15:00 -3.21 Normal incoming load.
Startup 07/06 16:00 -3.13 Normal incoming load.
Startup 07/06 17:00 -3.12 Normal incoming load.
Startup 07/06 18:00 -3.19 Normal incoming load.
Startup 07/06 19:00 -3.21 Normal incoming load.
Startup 07/06 20:00 -3.23 Normal incoming load.
Startup 07/06 21:00 -3.29 Normal incoming load.
Startup 07/06 22:00 -3.3 Normal incoming load.
Startup 07/06 23:00 -3.33 Normal incoming load.
Startup 07/07 00:00 -3.22 Normal incoming load.
Startup 07/07 01:00 -3.27 Normal incoming load.
Startup 07/07 02:00 -3.28 Normal incoming load.
Startup 07/07 03:00 -3.26 Normal incoming load.
Startup 07/07 04:00 -3.31 Normal incoming load.
Startup 07/07 05:00 -3.36 Normal incoming load.
Startup 07/07 06:00 -3.51 Normal incoming load.
Startup 07/07 07:00 -3.57 Normal incoming load.
Startup 07/07 08:00 -3.54 Normal incoming load.
Startup 07/07 09:00 -3.58 Normal incoming load.
Startup 07/07 10:00 -3.43 Normal incoming load.
Startup 07/07 11:00 -3.25 Normal incoming load.
Startup 07/07 12:00 -3.44 Normal incoming load.
Startup 07/07 13:00 -3.53 Normal incoming load.
Startup 07/07 14:00 -3.34 Normal incoming load.
Startup 07/07 15:00 -3.42 Normal incoming load.
Startup 07/07 16:00 -3.38 Normal incoming load.
Startup 07/07 17:00 -3.26 Normal incoming load.
Startup 07/07 18:00 -3.32 Normal incoming load.
Startup 07/07 19:00 -3.29 Normal incoming load.
Startup 07/07 20:00 -3.29 Normal incoming load.
Startup 07/07 21:00 -3.29 Normal incoming load.
Startup 07/07 22:00 -3.31 Normal incoming load.
Startup 07/07 23:00 -3.32 Normal incoming load.
Startup 07/08 00:00 -3.25 Normal incoming load.
Startup 07/08 01:00 -3.28 Normal incoming load.
Startup 07/08 02:00 -3.31 Normal incoming load.
Startup 07/08 03:00 -3.3 Normal incoming load.
Startup 07/08 04:00 -3.32 Normal incoming load.
Startup 07/08 05:00 -3.41 Normal incoming load.
Startup 07/08 06:00 -3.51 Normal incoming load.
Startup 07/08 07:00 -3.36 Normal incoming load.
Startup 07/08 08:00 -2.97 Normal incoming load.
Startup 07/08 09:00 -2.97 Normal incoming load.
Startup 07/08 10:00 -2.92 Normal incoming load.
Startup 07/08 11:00 -2.96 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/08 12:00 -3.01 Normal incoming load.
Startup 07/08 13:00 -2.94 Normal incoming load.
Startup 07/08 14:00 -2.99 Normal incoming load.
Startup 07/08 15:00 -2.96 Normal incoming load.
Startup 07/08 16:00 -2.89 Normal incoming load.
Startup 07/08 17:00 -3 Normal incoming load.
Startup 07/08 18:00 -3 Normal incoming load.
Startup 07/08 19:00 -3 Normal incoming load.
Startup 07/08 20:00 -3.04 Normal incoming load.
Startup 07/08 21:00 -3.02 Normal incoming load.
Startup 07/08 22:00 -3.01 Normal incoming load.
Startup 07/08 23:00 -3.02 Normal incoming load.
Startup 07/09 00:00 -2.93 Normal incoming load.
Startup 07/09 01:00 -2.99 Normal incoming load.
Startup 07/09 02:00 -3.01 Normal incoming load.
Startup 07/09 03:00 -2.98 Normal incoming load.
Startup 07/09 04:00 -3.08 Normal incoming load.
Startup 07/09 05:00 -3.17 Normal incoming load.
Startup 07/09 06:00 -3.27 Normal incoming load.
Startup 07/09 07:00 -3.42 Normal incoming load.
Startup 07/09 08:00 -3.38 Normal incoming load.
Startup 07/09 09:00 -3.42 Normal incoming load.
Startup 07/09 10:00 -3.51 Normal incoming load.
Startup 07/09 11:00 -3.6 Normal incoming load.
Startup 07/09 12:00 -3.65 Normal incoming load.
Startup 07/09 13:00 -3.75 Normal incoming load.
Startup 07/09 14:00 -3.65 Normal incoming load.
Startup 07/09 15:00 -3.63 Normal incoming load.
Startup 07/09 16:00 -3.41 Normal incoming load.
Startup 07/09 17:00 -3.19 Normal incoming load.
Startup 07/09 18:00 -3.14 Normal incoming load.
Startup 07/09 19:00 -2.92 Normal incoming load.
Startup 07/09 20:00 -3.02 Normal incoming load.
Startup 07/09 21:00 -3.02 Normal incoming load.
Startup 07/09 22:00 -3.02 Normal incoming load.
Startup 07/09 23:00 -3.04 Normal incoming load.
Startup 07/10 00:00 -2.96 Normal incoming load.
Startup 07/10 01:00 -3.01 Normal incoming load.
Startup 07/10 02:00 -3.02 Normal incoming load.
Startup 07/10 03:00 -2.98 Normal incoming load.
Startup 07/10 04:00 -3.03 Normal incoming load.
Startup 07/10 05:00 -3.09 Normal incoming load.
Startup 07/10 06:00 -3.21 Normal incoming load.
Startup 07/10 07:00 -3.25 Normal incoming load.
Startup 07/10 08:00 -3.48 Normal incoming load.
Startup 07/10 09:00 -3.41 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/10 10:00 -3.45 Normal incoming load.
Startup 07/10 11:00 -3.54 Normal incoming load.
Startup 07/10 12:00 -3.66 Normal incoming load.
Startup 07/10 13:00 -3.73 Normal incoming load.
Startup 07/10 14:00 -3.93 Normal incoming load.
Startup 07/10 15:00 -3.89 Normal incoming load.
Startup 07/10 16:00 -3.62 Normal incoming load.
Startup 07/10 17:00 -3.17 Normal incoming load.
Startup 07/10 18:00 -3.13 Normal incoming load.
Startup 07/10 19:00 -3.07 Normal incoming load.
Startup 07/10 20:00 -3.01 Normal incoming load.
Startup 07/10 21:00 -3.04 Normal incoming load.
Startup 07/10 22:00 -3.06 Normal incoming load.
Startup 07/10 23:00 -2.96 Normal incoming load.
Startup 07/11 00:00 -2.89 Normal incoming load.
Startup 07/11 01:00 -3.02 Normal incoming load.
Startup 07/11 02:00 -3.04 Normal incoming load.
Startup 07/11 03:00 -2.97 Normal incoming load.
Startup 07/11 04:00 -3.01 Normal incoming load.
Startup 07/11 05:00 -3.03 Normal incoming load.
Startup 07/11 06:00 -3.03 Normal incoming load.
Startup 07/11 07:00 -3.03 Normal incoming load.
Startup 07/11 08:00 -3.23 Normal incoming load.
Startup 07/11 09:00 -3.23 Normal incoming load.
Startup 07/11 10:00 -3.2 Normal incoming load.
Startup 07/11 11:00 -3.38 Normal incoming load.
Startup 07/11 12:00 -3.64 Normal incoming load.
Startup 07/11 13:00 -3.67 Normal incoming load.
Startup 07/11 14:00 -3.69 Normal incoming load.
Startup 07/11 15:00 -3.63 Normal incoming load.
Startup 07/11 16:00 -3.62 Normal incoming load.
Startup 07/11 17:00 -3.56 Normal incoming load.
Startup 07/11 18:00 -3.21 Normal incoming load.
Startup 07/11 19:00 -3.13 Normal incoming load.
Startup 07/11 20:00 -3.15 Normal incoming load.
Startup 07/11 21:00 -3.15 Normal incoming load.
Startup 07/11 22:00 -3.18 Normal incoming load.
Startup 07/11 23:00 -3.17 Normal incoming load.
Startup 07/12 00:00 -3.08 Normal incoming load.
Startup 07/12 01:00 -3.14 Normal incoming load.
Startup 07/12 02:00 -3.03 Normal incoming load.
Startup 07/12 03:00 -2.99 Normal incoming load.
Startup 07/12 04:00 -3.01 Normal incoming load.
Startup 07/12 05:00 -3.04 Normal incoming load.
Startup 07/12 06:00 -3.05 Normal incoming load.
Startup 07/12 07:00 -3.06 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/12 08:00 -3.08 Normal incoming load.
Startup 07/12 09:00 -3.08 Normal incoming load.
Startup 07/12 10:00 -2.97 Normal incoming load.
Startup 07/12 11:00 -2.96 Normal incoming load.
Startup 07/12 12:00 -2.95 Normal incoming load.
Startup 07/12 13:00 -3.15 Normal incoming load.
Startup 07/12 14:00 -2.91 Normal incoming load.
Startup 07/12 15:00 -2.9 Normal incoming load.
Startup 07/12 16:00 -2.82 Normal incoming load.
Startup 07/12 17:00 -2.82 Normal incoming load.
Startup 07/12 18:00 -2.82 Normal incoming load.
Startup 07/12 19:00 -2.78 Normal incoming load.
Startup 07/12 20:00 -2.69 Normal incoming load.
Startup 07/12 21:00 -2.77 Normal incoming load.
Startup 07/12 22:00 -2.75 Normal incoming load.
Startup 07/12 23:00 -2.77 Normal incoming load.
Startup 07/13 00:00 -2.62 Normal incoming load.
Startup 07/13 01:00 -2.76 Normal incoming load.
Startup 07/13 02:00 -2.79 Normal incoming load.
Startup 07/13 03:00 -2.77 Normal incoming load.
Startup 07/13 04:00 -2.79 Normal incoming load.
Startup 07/13 05:00 -2.72 Normal incoming load.
Startup 07/13 06:00 -2.73 Normal incoming load.
Startup 07/13 07:00 -2.66 Normal incoming load.
Startup 07/13 08:00 -2.7 Normal incoming load.
Startup 07/13 09:00 -2.64 Normal incoming load.
Startup 07/13 10:00 -2.7 Normal incoming load.
Startup 07/13 11:00 -2.78 Normal incoming load.
Startup 07/13 12:00 -2.85 Normal incoming load.
Startup 07/13 13:00 -2.8 Normal incoming load.
Startup 07/13 14:00 -2.89 Normal incoming load.
Startup 07/13 15:00 -2.86 Normal incoming load.
Startup 07/13 16:00 -2.87 Normal incoming load.
Startup 07/13 17:00 -2.79 Normal incoming load.
Startup 07/13 18:00 -2.85 Normal incoming load.
Startup 07/13 19:00 -2.76 Normal incoming load.
Startup 07/13 20:00 -2.76 Normal incoming load.
Startup 07/13 21:00 -2.79 Normal incoming load.
Startup 07/13 22:00 -2.76 Normal incoming load.
Startup 07/13 23:00 -2.79 Normal incoming load.
Startup 07/14 00:00 -2.67 Normal incoming load.
Startup 07/14 01:00 -2.8 Normal incoming load.
Startup 07/14 02:00 -2.76 Normal incoming load.
Startup 07/14 03:00 -2.8 Normal incoming load.
Startup 07/14 04:00 -2.72 Normal incoming load.
Startup 07/14 05:00 -2.88 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/14 06:00 -2.92 Normal incoming load.
Startup 07/14 07:00 -3.13 Normal incoming load.
Startup 07/14 08:00 -3.22 Normal incoming load.
Startup 07/14 09:00 -3.2 Normal incoming load.
Startup 07/14 10:00 -3.16 Normal incoming load.
Startup 07/14 11:00 -3.5 Normal incoming load.
Startup 07/14 12:00 -3.53 Normal incoming load.
Startup 07/14 13:00 -3.37 Normal incoming load.
Startup 07/14 14:00 -3.52 Normal incoming load.
Startup 07/14 15:00 -3.35 Normal incoming load.
Startup 07/14 16:00 -3.49 Normal incoming load.
Startup 07/14 17:00 -3.63 Normal incoming load.
Startup 07/14 18:00 -3.59 Normal incoming load.
Startup 07/14 19:00 -3.57 Normal incoming load.
Startup 07/14 20:00 -3.47 Normal incoming load.
Startup 07/14 21:00 -3.65 Normal incoming load.
Startup 07/14 22:00 -3.58 Normal incoming load.
Startup 07/14 23:00 -3.61 Normal incoming load.
Startup 07/15 00:00 -3.53 Normal incoming load.
Startup 07/15 01:00 -3.61 Normal incoming load.
Startup 07/15 02:00 -3.63 Normal incoming load.
Startup 07/15 03:00 -3.58 Normal incoming load.
Startup 07/15 04:00 -3.36 Normal incoming load.
Startup 07/15 05:00 -3.41 Normal incoming load.
Startup 07/15 06:00 -3.54 Normal incoming load.
Startup 07/15 07:00 -3.42 Normal incoming load.
Startup 07/15 08:00 -3.32 Normal incoming load.
Startup 07/15 09:00 -3.11 Normal incoming load.
Startup 07/15 10:00 -3.33 Normal incoming load.
Startup 07/15 11:00 -3.35 Normal incoming load.
Startup 07/15 12:00 -3.34 Normal incoming load.
Startup 07/15 13:00 -3.47 Normal incoming load.
Startup 07/15 14:00 -3.62 Normal incoming load.
Startup 07/15 15:00 -3.86 Normal incoming load.
Startup 07/15 16:00 -3.77 Normal incoming load.
Startup 07/15 17:00 -3.37 Normal incoming load.
Startup 07/15 18:00 -3.29 Normal incoming load.
Startup 07/15 19:00 -3.32 Normal incoming load.
Startup 07/15 20:00 -3.23 Normal incoming load.
Startup 07/15 21:00 -3.27 Normal incoming load.
Startup 07/15 22:00 -3.21 Normal incoming load.
Startup 07/15 23:00 -3.22 Normal incoming load.
Startup 07/16 00:00 -3.08 Normal incoming load.
Startup 07/16 01:00 -3.16 Normal incoming load.
Startup 07/16 02:00 -3.03 Normal incoming load.
Startup 07/16 03:00 -2.97 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/16 04:00 -2.98 Normal incoming load.
Startup 07/16 05:00 -3.11 Normal incoming load.
Startup 07/16 06:00 -3.23 Normal incoming load.
Startup 07/16 07:00 -3.22 Normal incoming load.
Startup 07/16 08:00 -3.16 Normal incoming load.
Startup 07/16 09:00 -3.14 Normal incoming load.
Startup 07/16 10:00 -3.2 Normal incoming load.
Startup 07/16 11:00 -3.23 Normal incoming load.
Startup 07/16 12:00 -3.38 Normal incoming load.
Startup 07/16 13:00 -3.46 Normal incoming load.
Startup 07/16 14:00 -3.82 Normal incoming load.
Startup 07/16 15:00 -3.81 Normal incoming load.
Startup 07/16 16:00 -3.84 Normal incoming load.
Startup 07/16 17:00 -3.84 Normal incoming load.
Startup 07/16 18:00 -3.84 Normal incoming load.
Startup 07/16 19:00 -3.84 Normal incoming load.
Startup 07/16 20:00 -3.84 Normal incoming load.
Startup 07/16 21:00 -3.84 Normal incoming load.
Startup 07/16 22:00 -3.84 Normal incoming load.
Startup 07/16 23:00 -3.84 Normal incoming load.
Startup 07/17 00:00 -3.84 Normal incoming load.
Startup 07/17 01:00 -3.84 Normal incoming load.
Startup 07/17 02:00 -3.84 Normal incoming load.
Startup 07/17 03:00 -3.84 Normal incoming load.
Startup 07/17 04:00 -3.84 Normal incoming load.
Startup 07/17 05:00 -3.84 Normal incoming load.
Startup 07/17 06:00 -3.84 Normal incoming load.
Startup 07/17 07:00 -3.84 Normal incoming load.
Startup 07/17 08:00 -3.84 Normal incoming load.
Startup 07/17 09:00 -3.69 Normal incoming load.
Startup 07/17 10:00 -3.58 Normal incoming load.
Startup 07/17 11:00 -3.57 Normal incoming load.
Startup 07/17 12:00 -3.58 Normal incoming load.
Startup 07/17 13:00 -3.87 Normal incoming load.
Startup 07/17 14:00 -3.76 Normal incoming load.
Startup 07/17 15:00 -3.78 Normal incoming load.
Startup 07/17 16:00 -3.84 Normal incoming load.
Startup 07/17 17:00 -3.47 Normal incoming load.
Startup 07/17 18:00 -3.31 Normal incoming load.
Startup 07/17 19:00 -3.29 Normal incoming load.
Startup 07/17 20:00 -3.31 Normal incoming load.
Startup 07/17 21:00 -3.29 Normal incoming load.
Startup 07/17 22:00 -3.32 Normal incoming load.
Startup 07/17 23:00 -3.29 Normal incoming load.
Startup 07/18 00:00 -3.26 Normal incoming load.
Startup 07/18 01:00 -3.33 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 07/18 02:00 -3.28 Normal incoming load.
Startup 07/18 03:00 -3.29 Normal incoming load.
Startup 07/18 04:00 -3.3 Normal incoming load.
Startup 07/18 05:00 -3.35 Normal incoming load.
Startup 07/18 06:00 -3.39 Normal incoming load.
Startup 07/18 07:00 -3.41 Normal incoming load.
Startup 07/18 08:00 -3.37 Normal incoming load.
Startup 07/18 09:00 -3.38 Normal incoming load.
Startup 07/18 10:00 -3.58 Normal incoming load.
Startup 07/18 11:00 -3.39 Normal incoming load.
Startup 07/18 12:00 -3.33 Normal incoming load.
Startup 07/18 13:00 -3.42 Normal incoming load.
Startup 07/18 14:00 -3.27 Normal incoming load.
Startup 07/18 15:00 -3.38 Normal incoming load.
Startup 07/18 16:00 -3.33 Normal incoming load.
Startup 07/18 17:00 -3.19 Normal incoming load.
Startup 07/18 18:00 -3.15 Normal incoming load.
Startup 07/18 19:00 -3.14 Normal incoming load.
Startup 07/18 20:00 -3.18 Normal incoming load.
Startup 07/18 21:00 -3.25 Normal incoming load.
Startup 07/18 22:00 -3.22 Normal incoming load.
Startup 07/18 23:00 -3.23 Normal incoming load.
Startup 07/19 00:00 -3.2 Normal incoming load.
Startup 07/19 01:00 -3.21 Normal incoming load.
Startup 07/19 02:00 -3.26 Normal incoming load.
Startup 07/19 03:00 -3.23 Normal incoming load.
Startup 07/19 04:00 -3.26 Normal incoming load.
Startup 07/19 05:00 -3.22 Normal incoming load.
Startup 07/19 06:00 -3.25 Normal incoming load.
Startup 07/19 07:00 -3.21 Normal incoming load.
Startup 07/19 08:00 -3.03 Normal incoming load.
Startup 07/19 09:00 -3.01 Normal incoming load.
Startup 07/19 10:00 -3.2 Normal incoming load.
Startup 07/19 11:00 -3.12 Normal incoming load.
Startup 07/19 12:00 -3.14 Normal incoming load.
Startup 07/19 13:00 -3.25 Normal incoming load.
Startup 07/19 14:00 -3.2 Normal incoming load.
Startup 07/19 15:00 -3.23 Normal incoming load.
Startup 07/19 16:00 -3.04 Normal incoming load.
Startup 07/19 17:00 -2.67 Normal incoming load.
Startup 07/19 18:00 -2.54 Normal incoming load.
Startup 07/19 19:00 -2.56 Normal incoming load.
Startup 07/19 20:00 -2.62 Normal incoming load.
Startup 07/19 21:00 -2.64 Normal incoming load.
Startup 07/19 22:00 -2.68 Normal incoming load.
Startup 07/19 23:00 -2.7 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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Startup 07/20 00:00 -2.63 Normal incoming load.
Startup 07/20 01:00 -2.69 Normal incoming load.
Startup 07/20 02:00 -2.69 Normal incoming load.
Startup 07/20 03:00 -2.74 Normal incoming load.
Startup 07/20 04:00 -2.76 Normal incoming load.
Startup 07/20 05:00 -2.73 Normal incoming load.
Startup 07/20 06:00 -2.69 Normal incoming load.
Startup 07/20 07:00 -2.68 Normal incoming load.
Startup 07/20 08:00 -2.61 Normal incoming load.
Startup 07/20 09:00 -2.59 Normal incoming load.
Startup 07/20 10:00 -2.57 Normal incoming load.
Startup 07/20 11:00 -2.55 Normal incoming load.
Startup 07/20 12:00 -2.55 Normal incoming load.
Startup 07/20 13:00 -2.54 Normal incoming load.
Startup 07/20 14:00 -2.62 Normal incoming load.
Startup 07/20 15:00 -2.66 Normal incoming load.
Startup 07/20 16:00 -2.63 Normal incoming load.
Startup 07/20 17:00 -2.66 Normal incoming load.
Startup 07/20 18:00 -2.56 Normal incoming load.
Startup 07/20 19:00 -2.55 Normal incoming load.
Startup 07/20 20:00 -2.61 Normal incoming load.
Startup 07/20 21:00 -2.69 Normal incoming load.
Startup 07/20 22:00 -2.7 Normal incoming load.
Startup 07/20 23:00 -2.62 Normal incoming load.
Startup 07/21 00:00 -2.66 Normal incoming load.
Startup 07/21 01:00 -2.69 Normal incoming load.
Startup 07/21 02:00 -2.67 Normal incoming load.
Startup 07/21 03:00 -2.71 Normal incoming load.
Startup 07/21 04:00 -2.75 Normal incoming load.
Startup 07/21 05:00 -2.81 Normal incoming load.
Startup 07/21 06:00 -2.9 Normal incoming load.
Startup 07/21 07:00 -3.01 Normal incoming load.
Startup 07/21 08:00 -3.21 Normal incoming load.
Startup 07/21 09:00 -3.21 Normal incoming load.
Startup 07/21 10:00 -3.23 Normal incoming load.
Startup 07/21 11:00 -3.55 Normal incoming load.
Startup 07/21 12:00 -3.46 Normal incoming load.
Startup 07/21 13:00 -3.45 Normal incoming load.
Startup 07/21 14:00 -3.78 Normal incoming load.
Startup 07/21 15:00 -3.88 Normal incoming load.
Startup 07/21 16:00 -3.77 Normal incoming load.
Startup 07/21 17:00 -3.41 Normal incoming load.
Startup 07/21 18:00 -3.3 Normal incoming load.
Startup 07/21 19:00 -3.22 Normal incoming load.
Startup 07/21 20:00 -3.29 Normal incoming load.
Startup 07/21 21:00 -3.35 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
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ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/21 22:00 -3.36 Normal incoming load.
Startup 07/21 23:00 -3.31 Normal incoming load.
Startup 07/22 00:00 -3.29 Normal incoming load.
Startup 07/22 01:00 -3.29 Normal incoming load.
Startup 07/22 02:00 -3.37 Normal incoming load.
Startup 07/22 03:00 -3.35 Normal incoming load.
Startup 07/22 04:00 -3.42 Normal incoming load.
Startup 07/22 05:00 -3.44 Normal incoming load.
Startup 07/22 06:00 -3.6 Normal incoming load.
Startup 07/22 07:00 -3.6 Normal incoming load.
Startup 07/22 08:00 -3.57 Normal incoming load.
Startup 07/22 09:00 -3.59 Normal incoming load.
Startup 07/22 10:00 -3.6 Normal incoming load.
Startup 07/22 11:00 -3.73 Normal incoming load.
Startup 07/22 12:00 -3.46 Normal incoming load.
Startup 07/22 13:00 -3.46 Normal incoming load.
Startup 07/22 14:00 -3.55 Normal incoming load.
Startup 07/22 15:00 -3.7 Normal incoming load.
Startup 07/22 16:00 -3.59 Normal incoming load.
Startup 07/22 17:00 -3.34 Normal incoming load.
Startup 07/22 18:00 -3.14 Normal incoming load.
Startup 07/22 19:00 -3.09 Normal incoming load.
Startup 07/22 20:00 -3.06 Normal incoming load.
Startup 07/22 21:00 -3.08 Normal incoming load.
Startup 07/22 22:00 -3.07 Normal incoming load.
Startup 07/22 23:00 -3.08 Normal incoming load.
Startup 07/23 00:00 -3 Normal incoming load.
Startup 07/23 01:00 -3.1 Normal incoming load.
Startup 07/23 02:00 -3.09 Normal incoming load.
Startup 07/23 03:00 -3.09 Normal incoming load.
Startup 07/23 04:00 -3.15 Normal incoming load.
Startup 07/23 05:00 -3.18 Normal incoming load.
Startup 07/23 06:00 -3.37 Normal incoming load.
Startup 07/23 07:00 -3.38 Normal incoming load.
Startup 07/23 08:00 -3.35 Normal incoming load.
Startup 07/23 09:00 -3.37 Normal incoming load.
Startup 07/23 10:00 -3.4 Normal incoming load.
Startup 07/23 11:00 -3.31 Normal incoming load.
Startup 07/23 12:00 -3.52 Normal incoming load.
Startup 07/23 13:00 -3.75 Normal incoming load.
Startup 07/23 14:00 -3.71 Normal incoming load.
Startup 07/23 15:00 -3.69 Normal incoming load.
Startup 07/23 16:00 -3.57 Normal incoming load.
Startup 07/23 17:00 -3.42 Normal incoming load.
Startup 07/23 18:00 -3.43 Normal incoming load.
Startup 07/23 19:00 -3.36 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
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ATS
Start-Up
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Startup 07/23 20:00 -3.37 Normal incoming load.
Startup 07/23 21:00 -3.4 Normal incoming load.
Startup 07/23 22:00 -3.34 Normal incoming load.
Startup 07/23 23:00 -3.4 Normal incoming load.
Startup 07/24 00:00 -3.29 Normal incoming load.
Startup 07/24 01:00 -3.31 Normal incoming load.
Startup 07/24 02:00 -3.36 Normal incoming load.
Startup 07/24 03:00 -3.35 Normal incoming load.
Startup 07/24 04:00 -3.37 Normal incoming load.
Startup 07/24 05:00 -3.52 Normal incoming load.
Startup 07/24 06:00 -3.67 Normal incoming load.
Startup 07/24 07:00 -3.65 Normal incoming load.
Startup 07/24 08:00 -3.61 Normal incoming load.
Startup 07/24 09:00 -3.65 Normal incoming load.
Startup 07/24 10:00 -3.51 Normal incoming load.
Startup 07/24 11:00 -3.11 Normal incoming load.
Startup 07/24 12:00 -3.37 Normal incoming load.
Startup 07/24 13:00 -3.38 Normal incoming load.
Startup 07/24 14:00 -3.35 Normal incoming load.
Startup 07/24 15:00 -3.28 Normal incoming load.
Startup 07/24 16:00 -3.4 Normal incoming load.
Startup 07/24 17:00 -3.35 Normal incoming load.
Startup 07/24 18:00 -3.33 Normal incoming load.
Startup 07/24 19:00 -3.26 Normal incoming load.
Startup 07/24 20:00 -3.27 Normal incoming load.
Startup 07/24 21:00 -3.29 Normal incoming load.
Startup 07/24 22:00 -3.32 Normal incoming load.
Startup 07/24 23:00 -3.31 Normal incoming load.
Startup 07/25 00:00 -3.24 Normal incoming load.
Startup 07/25 01:00 -3.26 Normal incoming load.
Startup 07/25 02:00 -3.35 Normal incoming load.
Startup 07/25 03:00 -3.28 Normal incoming load.
Startup 07/25 04:00 -3.32 Normal incoming load.
Startup 07/25 05:00 -3.32 Normal incoming load.
Startup 07/25 06:00 -3.39 Normal incoming load.
Startup 07/25 07:00 -3.3 Normal incoming load.
Startup 07/25 08:00 -3.33 Normal incoming load.
Startup 07/25 09:00 -3.36 Normal incoming load.
Startup 07/25 10:00 -3.26 Normal incoming load.
Startup 07/25 11:00 -3.14 Normal incoming load.
Startup 07/25 12:00 -3.25 Normal incoming load.
Startup 07/25 13:00 -3.21 Normal incoming load.
Startup 07/25 14:00 -3.25 Normal incoming load.
Startup 07/25 15:00 -3.27 Normal incoming load.
Startup 07/25 16:00 -3.11 Normal incoming load.
Startup 07/25 17:00 -3.01 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
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Startup 07/25 18:00 -2.91 Normal incoming load.
Startup 07/25 19:00 -2.92 Normal incoming load.
Startup 07/25 20:00 -2.95 Normal incoming load.
Startup 07/25 21:00 -2.94 Normal incoming load.
Startup 07/25 22:00 -2.98 Normal incoming load.
Startup 07/25 23:00 -2.94 Normal incoming load.
Startup 07/26 00:00 -2.89 Normal incoming load.
Startup 07/26 01:00 -2.93 Normal incoming load.
Startup 07/26 02:00 -2.97 Normal incoming load.
Startup 07/26 03:00 -2.98 Normal incoming load.
Startup 07/26 04:00 -2.98 Normal incoming load.
Startup 07/26 05:00 -2.99 Normal incoming load.
Startup 07/26 06:00 -2.98 Normal incoming load.
Startup 07/26 07:00 -2.92 Normal incoming load.
Startup 07/26 08:00 -2.9 Normal incoming load.
Startup 07/26 09:00 -2.87 Normal incoming load.
Startup 07/26 10:00 -2.87 Normal incoming load.
Startup 07/26 11:00 -2.78 Normal incoming load.
Startup 07/26 12:00 -2.8 Normal incoming load.
Startup 07/26 13:00 -2.82 Normal incoming load.
Startup 07/26 14:00 -2.85 Normal incoming load.
Startup 07/26 15:00 -2.79 Normal incoming load.
Startup 07/26 16:00 -2.85 Normal incoming load.
Startup 07/26 17:00 -2.7 Normal incoming load.
Startup 07/26 18:00 -2.86 Normal incoming load.
Startup 07/26 19:00 -2.78 Normal incoming load.
Startup 07/26 20:00 -2.75 Normal incoming load.
Startup 07/26 21:00 -2.76 Normal incoming load.
Startup 07/26 22:00 -2.74 Normal incoming load.
Startup 07/26 23:00 -2.72 Normal incoming load.
Startup 07/27 00:00 -2.68 Normal incoming load.
Startup 07/27 01:00 -2.75 Normal incoming load.
Startup 07/27 02:00 -2.74 Normal incoming load.
Startup 07/27 03:00 -2.74 Normal incoming load.
Startup 07/27 04:00 -2.7 Normal incoming load.
Startup 07/27 05:00 -2.69 Normal incoming load.
Startup 07/27 06:00 -2.71 Normal incoming load.
Startup 07/27 07:00 -2.63 Normal incoming load.
Startup 07/27 08:00 -2.62 Normal incoming load.
Startup 07/27 09:00 -2.63 Normal incoming load.
Startup 07/27 10:00 -2.58 Normal incoming load.
Startup 07/27 11:00 -2.57 Normal incoming load.
Startup 07/27 12:00 -2.72 Normal incoming load.
Startup 07/27 13:00 -2.77 Normal incoming load.
Startup 07/27 14:00 -2.79 Normal incoming load.
Startup 07/27 15:00 -2.77 Normal incoming load.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 07/27 16:00 -2.73 Normal incoming load.
Startup 07/27 17:00 -2.72 Normal incoming load.
Startup 07/27 18:00 -2.7 Normal incoming load.
Startup 07/27 19:00 -2.66 Normal incoming load.
Startup 07/27 20:00 -2.69 Normal incoming load.
Startup 07/27 21:00 -2.69 Normal incoming load.
Startup 07/27 22:00 -2.68 Normal incoming load.
Startup 07/27 23:00 -2.66 Normal incoming load.
Startup 07/28 00:00 -2.6 Normal incoming load.
Startup 07/28 01:00 -2.64 Normal incoming load.
Startup 07/28 02:00 -2.66 Normal incoming load.
Startup 07/28 03:00 -2.67 Normal incoming load.
Startup 07/28 04:00 -2.68 Normal incoming load.
Startup 07/28 05:00 -2.76 Normal incoming load.
Startup 07/28 06:00 -2.88 Normal incoming load.
Startup 07/28 07:00 -3.05 Normal incoming load.
Startup 07/28 08:00 -3.08 Normal incoming load.
Startup 07/28 09:00 -3.05 Normal incoming load.
Startup 07/28 10:00 -3.11 Normal incoming load.
Startup 07/28 11:00 -3.14 Normal incoming load.
Startup 07/28 12:00 -3.42 Normal incoming load.
Startup 07/28 13:00 -3.49 Normal incoming load.
Startup 07/28 14:00 -3.51 Normal incoming load.
Startup 07/28 15:00 -3.48 Normal incoming load.
Startup 07/28 16:00 -3.33 Normal incoming load.
Startup 07/28 17:00 -3.16 Normal incoming load.
Startup 07/28 18:00 -3.19 Normal incoming load.
Startup 07/28 19:00 -3.29 Normal incoming load.
Startup 07/28 20:00 -3.36 Normal incoming load.
Startup 07/28 21:00 -3.33 Normal incoming load.
Startup 07/28 22:00 -3.31 Normal incoming load.
Startup 07/28 23:00 -3.32 Normal incoming load.
Startup 07/29 00:00 -3.28 Normal incoming load.
Startup 07/29 01:00 -3.31 Normal incoming load.
Startup 07/29 02:00 -3.33 Normal incoming load.
Startup 07/29 03:00 -3.35 Normal incoming load.
Startup 07/29 04:00 -3.39 Normal incoming load.
Startup 07/29 05:00 -3.46 Normal incoming load.
Startup 07/29 06:00 -3.57 Normal incoming load.
Startup 07/29 07:00 -3.63 Normal incoming load.
Startup 07/29 08:00 -3.6 Normal incoming load.
Startup 07/29 09:00 -3.67 Normal incoming load.
Startup 07/29 10:00 -3.31 Normal incoming load.
Startup 07/29 11:00 -3.29 Normal incoming load.
Startup 07/29 12:00 -3.35 Normal incoming load.
Startup 07/29 13:00 -3.48 Normal incoming load.
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ATS
Start-Up
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Startup 07/29 14:00 -3.39 Normal incoming load.
Startup 07/29 15:00 -3.56 Normal incoming load.
Startup 07/29 16:00 -3.59 Normal incoming load.
Startup 07/29 17:00 -3.43 Normal incoming load.
Startup 07/29 18:00 -3.41 Normal incoming load.
Startup 07/29 19:00 -3.35 Normal incoming load.
Startup 07/29 20:00 -3.33 Normal incoming load.
Startup 07/29 21:00 -3.36 Normal incoming load.
Startup 07/29 22:00 -3.36 Normal incoming load.
Startup 07/29 23:00 -3.34 Normal incoming load.
Startup 07/30 00:00 -3.27 Normal incoming load.
Startup 07/30 01:00 -3.33 Normal incoming load.
Startup 07/30 02:00 -3.38 Normal incoming load.
Startup 07/30 03:00 -3.34 Normal incoming load.
Startup 07/30 04:00 -3.38 Normal incoming load.
Startup 07/30 05:00 -3.47 Normal incoming load.
Startup 07/30 06:00 -3.55 Normal incoming load.
Startup 07/30 07:00 -3.62 Normal incoming load.
Startup 07/30 08:00 -3.59 Normal incoming load.
Startup 07/30 09:00 -3.58 Normal incoming load.
Startup 07/30 10:00 -3.36 Normal incoming load.
Startup 07/30 11:00 -3.34 Normal incoming load.
Startup 07/30 12:00 -3.4 Normal incoming load.
Startup 07/30 13:00 -3.52 Normal incoming load.
Startup 07/30 14:00 -3.59 Normal incoming load.
Startup 07/30 15:00 -3.72 Normal incoming load.
Startup 07/30 16:00 -3.6 Normal incoming load.
Startup 07/30 17:00 -3.41 Normal incoming load.
Startup 07/30 18:00 -3.4 Normal incoming load.
Startup 07/30 19:00 -3.41 Normal incoming load.
Startup 07/30 20:00 -3.42 Normal incoming load.
Startup 07/30 21:00 -3.38 Normal incoming load.
Startup 07/30 22:00 -3.31 Normal incoming load.
Startup 07/30 23:00 -3.35 Normal incoming load.
Startup 07/31 00:00 -3.27 Normal incoming load.
Startup 07/31 01:00 -3.32 Normal incoming load.
Startup 07/31 02:00 -3.35 Normal incoming load.
Startup 07/31 03:00 -3.34 Normal incoming load.
Startup 07/31 04:00 -3.33 Normal incoming load.
Startup 07/31 05:00 -3.43 Normal incoming load.
Startup 07/31 06:00 -3.58 Normal incoming load.
Startup 07/31 07:00 -3.61 Normal incoming load.
Startup 07/31 08:00 -3.61 Normal incoming load.
Startup 07/31 09:00 -3.59 Normal incoming load.
Startup 07/31 10:00 -3.57 Normal incoming load.
Startup 07/31 11:00 -3.55 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
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Startup 07/31 12:00 -3.29 Normal incoming load.
Startup 07/31 13:00 -3.37 Normal incoming load.
Startup 07/31 14:00 -3.43 Normal incoming load.
Startup 07/31 15:00 -3.4 Normal incoming load.
Startup 07/31 16:00 -3.39 Normal incoming load.
Startup 07/31 17:00 -3.24 Normal incoming load.
Startup 07/31 18:00 -3.08 Normal incoming load.
Startup 07/31 19:00 -3.01 Normal incoming load.
Startup 07/31 20:00 -3.04 Normal incoming load.
Startup 07/31 21:00 -3.25 Normal incoming load.
Startup 07/31 22:00 -3.25 Normal incoming load.
Startup 07/31 23:00 -3.26 Normal incoming load.
Startup Total July -2,381.37 Average hourly ISO Meter load = (3.20) Mw
Startup 08/01 00:00 -3.15 Normal incoming load.
Startup 08/01 01:00 -3.29 Normal incoming load.
Startup 08/01 02:00 -3.28 Normal incoming load.
Startup 08/01 03:00 -3.25 Normal incoming load.
Startup 08/01 04:00 -3.22 Normal incoming load.
Startup 08/01 05:00 -3.11 Normal incoming load.
Startup 08/01 06:00 -3.3 Normal incoming load.
Startup 08/01 07:00 -3.43 Normal incoming load.
Startup 08/01 08:00 -3.45 Normal incoming load.
Startup 08/01 09:00 -3.41 Normal incoming load.
Startup 08/01 10:00 -3.52 Normal incoming load.
Startup 08/01 11:00 -3.52 Normal incoming load.
Startup 08/01 12:00 -3.55 Normal incoming load.
Startup 08/01 13:00 -3.32 Normal incoming load.
Startup 08/01 14:00 -3.24 Normal incoming load.
Startup 08/01 15:00 -3.13 Normal incoming load.
Startup 08/01 16:00 -3.04 Normal incoming load.
Startup 08/01 17:00 -2.99 Normal incoming load.
Startup 08/01 18:00 -3.08 Normal incoming load.
Startup 08/01 19:00 -3.01 Normal incoming load.
Startup 08/01 20:00 -3.07 Normal incoming load.
Startup 08/01 21:00 -3.05 Normal incoming load.
Startup 08/01 22:00 -3.04 Normal incoming load.
Startup 08/01 23:00 -3.06 Normal incoming load.
Startup 08/02 00:00 -3.01 Normal incoming load.
Startup 08/02 01:00 -3.07 Normal incoming load.
Startup 08/02 02:00 -3.04 Normal incoming load.
Startup 08/02 03:00 -3.04 Normal incoming load.
Startup 08/02 04:00 -3.06 Normal incoming load.
Startup 08/02 05:00 -3.01 Normal incoming load.
Startup 08/02 06:00 -3.06 Normal incoming load.
Startup 08/02 07:00 -3.06 Normal incoming load.
Startup 08/02 08:00 -3.04 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
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Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570
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Startup 08/02 09:00 -2.69 Normal incoming load.
Startup 08/02 10:00 -2.64 Normal incoming load.
Startup 08/02 11:00 -2.75 Normal incoming load.
Startup 08/02 12:00 -2.76 Normal incoming load.
Startup 08/02 13:00 -2.74 Normal incoming load.
Startup 08/02 14:00 -2.81 Normal incoming load.
Startup 08/02 15:00 -2.8 Normal incoming load.
Startup 08/02 16:00 -2.73 Normal incoming load.
Startup 08/02 17:00 -2.69 Normal incoming load.
Startup 08/02 18:00 -2.84 Normal incoming load.
Startup 08/02 19:00 -2.82 Normal incoming load.
Startup 08/02 20:00 -2.75 Normal incoming load.
Startup 08/02 21:00 -2.79 Normal incoming load.
Startup 08/02 22:00 -2.77 Normal incoming load.
Startup 08/02 23:00 -2.74 Normal incoming load.
Startup 08/03 00:00 -2.62 Normal incoming load.
Startup 08/03 01:00 -2.73 Normal incoming load.
Startup 08/03 02:00 -2.74 Normal incoming load.
Startup 08/03 03:00 -2.74 Normal incoming load.
Startup 08/03 04:00 -2.76 Normal incoming load.
Startup 08/03 05:00 -2.73 Normal incoming load.
Startup 08/03 06:00 -2.71 Normal incoming load.
Startup 08/03 07:00 -2.67 Normal incoming load.
Startup 08/03 08:00 -2.63 Normal incoming load.
Startup 08/03 09:00 -2.63 Normal incoming load.
Startup 08/03 10:00 -2.59 Normal incoming load.
Startup 08/03 11:00 -2.6 Normal incoming load.
Startup 08/03 12:00 -2.58 Normal incoming load.
Startup 08/03 13:00 -2.56 Normal incoming load.
Startup 08/03 14:00 -2.59 Normal incoming load.
Startup 08/03 15:00 -2.7 Normal incoming load.
Startup 08/03 16:00 -2.65 Normal incoming load.
Startup 08/03 17:00 -2.6 Normal incoming load.
Startup 08/03 18:00 -2.61 Normal incoming load.
Startup 08/03 19:00 -2.62 Normal incoming load.
Startup 08/03 20:00 -2.63 Normal incoming load.
Startup 08/03 21:00 -2.72 Normal incoming load.
Startup 08/03 22:00 -2.71 Normal incoming load.
Startup 08/03 23:00 -2.7 Normal incoming load.
Startup 08/04 00:00 -2.64 Normal incoming load.
Startup 08/04 01:00 -2.69 Normal incoming load.
Startup 08/04 02:00 -2.72 Normal incoming load.
Startup 08/04 03:00 -2.7 Normal incoming load.
Startup 08/04 04:00 -2.86 Normal incoming load.
Startup 08/04 05:00 -3.08 Normal incoming load.
Startup 08/04 06:00 -3.17 Normal incoming load.
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Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
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Startup 08/04 07:00 -3.37 Normal incoming load.
Startup 08/04 08:00 -3.52 Normal incoming load.
Startup 08/04 09:00 -3.46 Normal incoming load.
Startup 08/04 10:00 -3.45 Normal incoming load.
Startup 08/04 11:00 -3.43 Normal incoming load.
Startup 08/04 12:00 -3.47 Normal incoming load.
Startup 08/04 13:00 -3.52 Normal incoming load.
Startup 08/04 14:00 -3.62 Normal incoming load.
Startup 08/04 15:00 -3.45 Normal incoming load.
Startup 08/04 16:00 -3.47 Normal incoming load.
Startup 08/04 17:00 -3.42 Normal incoming load.
Startup 08/04 18:00 -3.58 Normal incoming load.
Startup 08/04 19:00 -3.3 Normal incoming load.
Startup 08/04 20:00 -2.99 Normal incoming load.
Startup 08/04 21:00 -3 Normal incoming load.
Startup 08/04 22:00 -3 Normal incoming load.
Startup 08/04 23:00 -3 Normal incoming load.
Startup 08/05 00:00 -2.95 Normal incoming load.
Startup 08/05 01:00 -2.99 Normal incoming load.
Startup 08/05 02:00 -3.03 Normal incoming load.
Startup 08/05 03:00 -3.02 Normal incoming load.
Startup 08/05 04:00 -3.06 Normal incoming load.
Startup 08/05 05:00 -3.15 Normal incoming load.
Startup 08/05 06:00 -3.09 Normal incoming load.
Startup 08/05 07:00 -3.39 Normal incoming load.
Startup 08/05 08:00 -3.66 Normal incoming load.
Startup 08/05 09:00 -3.65 Normal incoming load.
Startup 08/05 10:00 -3.64 Normal incoming load.
Startup 08/05 11:00 -3.71 Normal incoming load.
Startup 08/05 12:00 -3.71 Normal incoming load.
Startup 08/05 13:00 -3.47 Normal incoming load.
Startup 08/05 14:00 -3.43 Normal incoming load.
Startup 08/05 15:00 -3.43 Normal incoming load.
Startup 08/05 16:00 -3.34 Normal incoming load.
Startup 08/05 17:00 -3.24 Normal incoming load.
Startup 08/05 18:00 -3.34 Normal incoming load.
Startup 08/05 19:00 -3.4 Normal incoming load.
Startup 08/05 20:00 -3.36 Normal incoming load.
Startup 08/05 21:00 -3.37 Normal incoming load.
Startup 08/05 22:00 -3.34 Normal incoming load.
Startup 08/05 23:00 -3.33 Normal incoming load.
Startup 08/06 00:00 -3.25 Normal incoming load.
Startup 08/06 01:00 -3.3 Normal incoming load.
Startup 08/06 02:00 -3.3 Normal incoming load.
Startup 08/06 03:00 -3.32 Normal incoming load.
Startup 08/06 04:00 -3.39 Normal incoming load.

Start-Up Load 114 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/06 05:00 -3.46 Normal incoming load.
Startup 08/06 06:00 -3.48 Normal incoming load.
Startup 08/06 07:00 -3.38 Normal incoming load.
Startup 08/06 08:00 -3.58 Normal incoming load.
Startup 08/06 09:00 -3.52 Normal incoming load.
Startup 08/06 10:00 -3.4 Normal incoming load.
Startup 08/06 11:00 -3.53 Normal incoming load.
Startup 08/06 12:00 -3.55 Normal incoming load.
Startup 08/06 13:00 -3.5 Normal incoming load.
Startup 08/06 14:00 -3.5 Normal incoming load.
Startup 08/06 15:00 -3.41 Normal incoming load.
Startup 08/06 16:00 -3.56 Normal incoming load.
Startup 08/06 17:00 -3.54 Normal incoming load.
Startup 08/06 18:00 -3.53 Normal incoming load.
Startup 08/06 19:00 -3.5 Normal incoming load.
Startup 08/06 20:00 -3.48 Normal incoming load.
Startup 08/06 21:00 -3.45 Normal incoming load.
Startup 08/06 22:00 -3.43 Normal incoming load.
Startup 08/06 23:00 -3.39 Normal incoming load.
Startup 08/07 00:00 -3.34 Normal incoming load.
Startup 08/07 01:00 -3.42 Normal incoming load.
Startup 08/07 02:00 -3.37 Normal incoming load.
Startup 08/07 03:00 -3.35 Normal incoming load.
Startup 08/07 04:00 -3.41 Normal incoming load.
Startup 08/07 05:00 -3.2 Normal incoming load.
Startup 08/07 06:00 -3.32 Normal incoming load.
Startup 08/07 07:00 -3.39 Normal incoming load.
Startup 08/07 08:00 -3.37 Normal incoming load.
Startup 08/07 09:00 -3.35 Normal incoming load.
Startup 08/07 10:00 -3.38 Normal incoming load.
Startup 08/07 11:00 -3.48 Normal incoming load.
Startup 08/07 12:00 -3.5 Normal incoming load.
Startup 08/07 13:00 -3.51 Normal incoming load.
Startup 08/07 14:00 -3.49 Normal incoming load.
Startup 08/07 15:00 -3.43 Normal incoming load.
Startup 08/07 16:00 -3.42 Normal incoming load.
Startup 08/07 17:00 -3.51 Normal incoming load.
Startup 08/07 18:00 -3.47 Normal incoming load.
Startup 08/07 19:00 -3.51 Normal incoming load.
Startup 08/07 20:00 -3.48 Normal incoming load.
Startup 08/07 21:00 -3.43 Normal incoming load.
Startup 08/07 22:00 -3.38 Normal incoming load.
Startup 08/07 23:00 -3.35 Normal incoming load.
Startup 08/08 00:00 -3.31 Normal incoming load.
Startup 08/08 01:00 -3.34 Normal incoming load.
Startup 08/08 02:00 -3.36 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/08 03:00 -3.38 Normal incoming load.
Startup 08/08 04:00 -3.37 Normal incoming load.
Startup 08/08 05:00 -3.38 Normal incoming load.
Startup 08/08 06:00 -3.41 Normal incoming load.
Startup 08/08 07:00 -3.37 Normal incoming load.
Startup 08/08 08:00 -3.34 Normal incoming load.
Startup 08/08 09:00 -3.36 Normal incoming load.
Startup 08/08 10:00 -3.36 Normal incoming load.
Startup 08/08 11:00 -3.15 Normal incoming load.
Startup 08/08 12:00 -3.2 Normal incoming load.
Startup 08/08 13:00 -3.2 Normal incoming load.
Startup 08/08 14:00 -3.22 Normal incoming load.
Startup 08/08 15:00 -3.19 Normal incoming load.
Startup 08/08 16:00 -3.14 Normal incoming load.
Startup 08/08 17:00 -3.12 Normal incoming load.
Startup 08/08 18:00 -3.17 Normal incoming load.
Startup 08/08 19:00 -3.36 Normal incoming load.
Startup 08/08 20:00 -3.38 Normal incoming load.
Startup 08/08 21:00 -3.38 Normal incoming load.
Startup 08/08 22:00 -3.31 Normal incoming load.
Startup 08/08 23:00 -3.35 Normal incoming load.
Startup 08/09 00:00 -3.27 Normal incoming load.
Startup 08/09 01:00 -3.31 Normal incoming load.
Startup 08/09 02:00 -3.34 Normal incoming load.
Startup 08/09 03:00 -3.33 Normal incoming load.
Startup 08/09 04:00 -3.34 Normal incoming load.
Startup 08/09 05:00 -3.32 Normal incoming load.
Startup 08/09 06:00 -3.06 Normal incoming load.
Startup 08/09 07:00 -3 Normal incoming load.
Startup 08/09 08:00 -2.94 Normal incoming load.
Startup 08/09 09:00 -2.94 Normal incoming load.
Startup 08/09 10:00 -2.96 Normal incoming load.
Startup 08/09 11:00 -2.93 Normal incoming load.
Startup 08/09 12:00 -3.05 Normal incoming load.
Startup 08/09 13:00 -3.11 Normal incoming load.
Startup 08/09 14:00 -3.18 Normal incoming load.
Startup 08/09 15:00 -3.01 Normal incoming load.
Startup 08/09 16:00 -2.85 Normal incoming load.
Startup 08/09 17:00 -2.79 Normal incoming load.
Startup 08/09 18:00 -2.77 Normal incoming load.
Startup 08/09 19:00 -2.79 Normal incoming load.
Startup 08/09 20:00 -2.81 Normal incoming load.
Startup 08/09 21:00 -2.79 Normal incoming load.
Startup 08/09 22:00 -2.76 Normal incoming load.
Startup 08/09 23:00 -2.74 Normal incoming load.
Startup 08/10 00:00 -2.69 Normal incoming load.

Start-Up Load 116 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/10 01:00 -2.75 Normal incoming load.
Startup 08/10 02:00 -2.78 Normal incoming load.
Startup 08/10 03:00 -2.78 Normal incoming load.
Startup 08/10 04:00 -2.78 Normal incoming load.
Startup 08/10 05:00 -2.77 Normal incoming load.
Startup 08/10 06:00 -2.76 Normal incoming load.
Startup 08/10 07:00 -2.69 Normal incoming load.
Startup 08/10 08:00 -2.65 Normal incoming load.
Startup 08/10 09:00 -2.67 Normal incoming load.
Startup 08/10 10:00 -2.65 Normal incoming load.
Startup 08/10 11:00 -2.69 Normal incoming load.
Startup 08/10 12:00 -2.74 Normal incoming load.
Startup 08/10 13:00 -2.74 Normal incoming load.
Startup 08/10 14:00 -2.78 Normal incoming load.
Startup 08/10 15:00 -2.78 Normal incoming load.
Startup 08/10 16:00 -2.75 Normal incoming load.
Startup 08/10 17:00 -2.74 Normal incoming load.
Startup 08/10 18:00 -2.76 Normal incoming load.
Startup 08/10 19:00 -2.79 Normal incoming load.
Startup 08/10 20:00 -2.8 Normal incoming load.
Startup 08/10 21:00 -2.8 Normal incoming load.
Startup 08/10 22:00 -2.76 Normal incoming load.
Startup 08/10 23:00 -2.73 Normal incoming load.
Startup 08/11 00:00 -2.74 Normal incoming load.
Startup 08/11 01:00 -2.71 Normal incoming load.
Startup 08/11 02:00 -2.78 Normal incoming load.
Startup 08/11 03:00 -2.73 Normal incoming load.
Startup 08/11 04:00 -2.8 Normal incoming load.
Startup 08/11 05:00 -2.88 Normal incoming load.
Startup 08/11 06:00 -3 Normal incoming load.
Startup 08/11 07:00 -3.04 Normal incoming load.
Startup 08/11 08:00 -3.15 Normal incoming load.
Startup 08/11 09:00 -3.39 Normal incoming load.
Startup 08/11 10:00 -3.4 Normal incoming load.
Startup 08/11 11:00 -3.35 Normal incoming load.
Startup 08/11 12:00 -3.39 Normal incoming load.
Startup 08/11 13:00 -3.37 Normal incoming load.
Startup 08/11 14:00 -3.44 Normal incoming load.
Startup 08/11 15:00 -3.38 Normal incoming load.
Startup 08/11 16:00 -3.4 Normal incoming load.
Startup 08/11 17:00 -3.49 Normal incoming load.
Startup 08/11 18:00 -3.34 Normal incoming load.
Startup 08/11 19:00 -3.32 Normal incoming load.
Startup 08/11 20:00 -3.42 Normal incoming load.
Startup 08/11 21:00 -3.43 Normal incoming load.
Startup 08/11 22:00 -3.39 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/11 23:00 -3.36 Normal incoming load.
Startup 08/12 00:00 -3.33 Normal incoming load.
Startup 08/12 01:00 -3.33 Normal incoming load.
Startup 08/12 02:00 -3.36 Normal incoming load.
Startup 08/12 03:00 -3.36 Normal incoming load.
Startup 08/12 04:00 -3.4 Normal incoming load.
Startup 08/12 05:00 -3.51 Normal incoming load.
Startup 08/12 06:00 -3.62 Normal incoming load.
Startup 08/12 07:00 -3.66 Normal incoming load.
Startup 08/12 08:00 -3.61 Normal incoming load.
Startup 08/12 09:00 -3.58 Normal incoming load.
Startup 08/12 10:00 -3.13 Normal incoming load.
Startup 08/12 11:00 -3.02 Normal incoming load.
Startup 08/12 12:00 -3.09 Normal incoming load.
Startup 08/12 13:00 -3.16 Normal incoming load.
Startup 08/12 14:00 -3.17 Normal incoming load.
Startup 08/12 15:00 -3.11 Normal incoming load.
Startup 08/12 16:00 -3.16 Normal incoming load.
Startup 08/12 17:00 -3.18 Normal incoming load.
Startup 08/12 18:00 -3.12 Normal incoming load.
Startup 08/12 19:00 -3.08 Normal incoming load.
Startup 08/12 20:00 -3.14 Normal incoming load.
Startup 08/12 21:00 -3.09 Normal incoming load.
Startup 08/12 22:00 -3.1 Normal incoming load.
Startup 08/12 23:00 -3.05 Normal incoming load.
Startup 08/13 00:00 -3.05 Normal incoming load.
Startup 08/13 01:00 -3.06 Normal incoming load.
Startup 08/13 02:00 -3.08 Normal incoming load.
Startup 08/13 03:00 -3.11 Normal incoming load.
Startup 08/13 04:00 -3.12 Normal incoming load.
Startup 08/13 05:00 -3.15 Normal incoming load.
Startup 08/13 06:00 -3.27 Normal incoming load.
Startup 08/13 07:00 -3.34 Normal incoming load.
Startup 08/13 08:00 -3.32 Normal incoming load.
Startup 08/13 09:00 -3.29 Normal incoming load.
Startup 08/13 10:00 -3.3 Normal incoming load.
Startup 08/13 11:00 -3.31 Normal incoming load.
Startup 08/13 12:00 -3.54 Normal incoming load.
Startup 08/13 13:00 -3.67 Normal incoming load.
Startup 08/13 14:00 -3.73 Normal incoming load.
Startup 08/13 15:00 -3.92 Normal incoming load.
Startup 08/13 16:00 -3.66 Normal incoming load.
Startup 08/13 17:00 -3.46 Normal incoming load.
Startup 08/13 18:00 -3.43 Normal incoming load.
Startup 08/13 19:00 -3.41 Normal incoming load.
Startup 08/13 20:00 -3.39 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/13 21:00 -3.38 Normal incoming load.
Startup 08/13 22:00 -3.37 Normal incoming load.
Startup 08/13 23:00 -3.34 Normal incoming load.
Startup 08/14 00:00 -3.28 Normal incoming load.
Startup 08/14 01:00 -3.31 Normal incoming load.
Startup 08/14 02:00 -3.34 Normal incoming load.
Startup 08/14 03:00 -3.36 Normal incoming load.
Startup 08/14 04:00 -3.33 Normal incoming load.
Startup 08/14 05:00 -3.46 Normal incoming load.
Startup 08/14 06:00 -3.56 Normal incoming load.
Startup 08/14 07:00 -3.56 Normal incoming load.
Startup 08/14 08:00 -3.54 Normal incoming load.
Startup 08/14 09:00 -3.62 Normal incoming load.
Startup 08/14 10:00 -3.53 Normal incoming load.
Startup 08/14 11:00 -3.31 Normal incoming load.
Startup 08/14 12:00 -3.27 Normal incoming load.
Startup 08/14 13:00 -3.29 Normal incoming load.
Startup 08/14 14:00 -3.49 Normal incoming load.
Startup 08/14 15:00 -3.71 Normal incoming load.
Startup 08/14 16:00 -3.62 Normal incoming load.
Startup 08/14 17:00 -3.51 Normal incoming load.
Startup 08/14 18:00 -3.49 Normal incoming load.
Startup 08/14 19:00 -3.4 Normal incoming load.
Startup 08/14 20:00 -3.38 Normal incoming load.
Startup 08/14 21:00 -3.42 Normal incoming load.
Startup 08/14 22:00 -3.38 Normal incoming load.
Startup 08/14 23:00 -3.41 Normal incoming load.
Startup 08/15 00:00 -3.26 Normal incoming load.
Startup 08/15 01:00 -3.33 Normal incoming load.
Startup 08/15 02:00 -3.34 Normal incoming load.
Startup 08/15 03:00 -3.35 Normal incoming load.
Startup 08/15 04:00 -3.34 Normal incoming load.
Startup 08/15 05:00 -3.39 Normal incoming load.
Startup 08/15 06:00 -3.5 Normal incoming load.
Startup 08/15 07:00 -3.38 Normal incoming load.
Startup 08/15 08:00 -3.35 Normal incoming load.
Startup 08/15 09:00 -3.51 Normal incoming load.
Startup 08/15 10:00 -3.41 Normal incoming load.
Startup 08/15 11:00 -3.29 Normal incoming load.
Startup 08/15 12:00 -3.24 Normal incoming load.
Startup 08/15 13:00 -3.32 Normal incoming load.
Startup 08/15 14:00 -3.34 Normal incoming load.
Startup 08/15 15:00 -3.57 Normal incoming load.
Startup 08/15 16:00 -3.52 Normal incoming load.
Startup 08/15 17:00 -3.44 Normal incoming load.
Startup 08/15 18:00 -3.41 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/15 19:00 -3.34 Normal incoming load.
Startup 08/15 20:00 -3.34 Normal incoming load.
Startup 08/15 21:00 -3.39 Normal incoming load.
Startup 08/15 22:00 -3.37 Normal incoming load.
Startup 08/15 23:00 -3.36 Normal incoming load.
Startup 08/16 00:00 -3.27 Normal incoming load.
Startup 08/16 01:00 -3.3 Normal incoming load.
Startup 08/16 02:00 -3.33 Normal incoming load.
Startup 08/16 03:00 -3.34 Normal incoming load.
Startup 08/16 04:00 -3.38 Normal incoming load.
Startup 08/16 05:00 -3.33 Normal incoming load.
Startup 08/16 06:00 -3.05 Normal incoming load.
Startup 08/16 07:00 -2.99 Normal incoming load.
Startup 08/16 08:00 -2.99 Normal incoming load.
Startup 08/16 09:00 -2.96 Normal incoming load.
Startup 08/16 10:00 -2.94 Normal incoming load.
Startup 08/16 11:00 -2.95 Normal incoming load.
Startup 08/16 12:00 -2.93 Normal incoming load.
Startup 08/16 13:00 -3.04 Normal incoming load.
Startup 08/16 14:00 -3.04 Normal incoming load.
Startup 08/16 15:00 -2.79 Normal incoming load.
Startup 08/16 16:00 -2.79 Normal incoming load.
Startup 08/16 17:00 -2.83 Normal incoming load.
Startup 08/16 18:00 -2.79 Normal incoming load.
Startup 08/16 19:00 -2.75 Normal incoming load.
Startup 08/16 20:00 -2.82 Normal incoming load.
Startup 08/16 21:00 -2.78 Normal incoming load.
Startup 08/16 22:00 -2.76 Normal incoming load.
Startup 08/16 23:00 -2.73 Normal incoming load.
Startup 08/17 00:00 -35.7 Unit 2 2T15 8/16 @ 23:56 Auto Reactor Trip due to failure of Main Bank Transformer Phase C and fire.
Startup 08/17 01:00 -37.99 Unit 2 2T15 Forced Outage
Startup 08/17 02:00 -37.95 Unit 2 2T15 Forced Outage
Startup 08/17 03:00 -38.29 Unit 2 2T15 Forced Outage
Startup 08/17 04:00 -38.52 Unit 2 2T15 Forced Outage
Startup 08/17 05:00 -38.46 Unit 2 2T15 Forced Outage
Startup 08/17 06:00 -38.94 Unit 2 2T15 Forced Outage
Startup 08/17 07:00 -38.85 Unit 2 2T15 Forced Outage
Startup 08/17 08:00 -38.86 Unit 2 2T15 Forced Outage
Startup 08/17 09:00 -38.85 Unit 2 2T15 Forced Outage
Startup 08/17 10:00 -38.82 Unit 2 2T15 Forced Outage
Startup 08/17 11:00 -38.88 Unit 2 2T15 Forced Outage
Startup 08/17 12:00 -39.01 Unit 2 2T15 Forced Outage
Startup 08/17 13:00 -39.04 Unit 2 2T15 Forced Outage
Startup 08/17 14:00 -39.13 Unit 2 2T15 Forced Outage
Startup 08/17 15:00 -39.32 Unit 2 2T15 Forced Outage
Startup 08/17 16:00 -39.57 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/17 17:00 -39.91 Unit 2 2T15 Forced Outage
Startup 08/17 18:00 -40.34 Unit 2 2T15 Forced Outage
Startup 08/17 19:00 -40.33 Unit 2 2T15 Forced Outage
Startup 08/17 20:00 -40.41 Unit 2 2T15 Forced Outage
Startup 08/17 21:00 -40.28 Unit 2 2T15 Forced Outage
Startup 08/17 22:00 -40.17 Unit 2 2T15 Forced Outage
Startup 08/17 23:00 -40.34 Unit 2 2T15 Forced Outage
Startup 08/18 00:00 -46.78 Unit 2 2T15 Forced Outage
Startup 08/18 01:00 -49.04 Unit 2 2T15 Forced Outage
Startup 08/18 02:00 -48.81 Unit 2 2T15 Forced Outage
Startup 08/18 03:00 -48.78 Unit 2 2T15 Forced Outage
Startup 08/18 04:00 -49.02 Unit 2 2T15 Forced Outage
Startup 08/18 05:00 -49.04 Unit 2 2T15 Forced Outage
Startup 08/18 06:00 -49.21 Unit 2 2T15 Forced Outage
Startup 08/18 07:00 -49.2 Unit 2 2T15 Forced Outage
Startup 08/18 08:00 -49.33 Unit 2 2T15 Forced Outage
Startup 08/18 09:00 -49.19 Unit 2 2T15 Forced Outage
Startup 08/18 10:00 -49.16 Unit 2 2T15 Forced Outage
Startup 08/18 11:00 -49.26 Unit 2 2T15 Forced Outage
Startup 08/18 12:00 -49.39 Unit 2 2T15 Forced Outage
Startup 08/18 13:00 -49.68 Unit 2 2T15 Forced Outage
Startup 08/18 14:00 -49.64 Unit 2 2T15 Forced Outage
Startup 08/18 15:00 -47.09 Unit 2 2T15 Forced Outage
Startup 08/18 16:00 -45.72 Unit 2 2T15 Forced Outage
Startup 08/18 17:00 -45.98 Unit 2 2T15 Forced Outage
Startup 08/18 18:00 -45.85 Unit 2 2T15 Forced Outage
Startup 08/18 19:00 -45.99 Unit 2 2T15 Forced Outage
Startup 08/18 20:00 -42.35 Unit 2 2T15 Forced Outage
Startup 08/18 21:00 -40.86 Unit 2 2T15 Forced Outage
Startup 08/18 22:00 -41.04 Unit 2 2T15 Forced Outage
Startup 08/18 23:00 -41.07 Unit 2 2T15 Forced Outage
Startup 08/19 00:00 -41.08 Unit 2 2T15 Forced Outage
Startup 08/19 01:00 -41.14 Unit 2 2T15 Forced Outage
Startup 08/19 02:00 -41.2 Unit 2 2T15 Forced Outage
Startup 08/19 03:00 -41.32 Unit 2 2T15 Forced Outage
Startup 08/19 04:00 -41.78 Unit 2 2T15 Forced Outage
Startup 08/19 05:00 -41.97 Unit 2 2T15 Forced Outage
Startup 08/19 06:00 -42.28 Unit 2 2T15 Forced Outage
Startup 08/19 07:00 -42.31 Unit 2 2T15 Forced Outage
Startup 08/19 08:00 -42.36 Unit 2 2T15 Forced Outage
Startup 08/19 09:00 -41.68 Unit 2 2T15 Forced Outage
Startup 08/19 10:00 -41.75 Unit 2 2T15 Forced Outage
Startup 08/19 11:00 -41.57 Unit 2 2T15 Forced Outage
Startup 08/19 12:00 -41.58 Unit 2 2T15 Forced Outage
Startup 08/19 13:00 -41.62 Unit 2 2T15 Forced Outage
Startup 08/19 14:00 -41.69 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
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Startup 08/19 15:00 -40.39 Unit 2 2T15 Forced Outage
Startup 08/19 16:00 -40.52 Unit 2 2T15 Forced Outage
Startup 08/19 17:00 -40.4 Unit 2 2T15 Forced Outage
Startup 08/19 18:00 -40.46 Unit 2 2T15 Forced Outage
Startup 08/19 19:00 -40.43 Unit 2 2T15 Forced Outage
Startup 08/19 20:00 -40.59 Unit 2 2T15 Forced Outage
Startup 08/19 21:00 -40.3 Unit 2 2T15 Forced Outage
Startup 08/19 22:00 -40.2 Unit 2 2T15 Forced Outage
Startup 08/19 23:00 -40.4 Unit 2 2T15 Forced Outage
Startup 08/20 00:00 -40.39 Unit 2 2T15 Forced Outage
Startup 08/20 01:00 -40.36 Unit 2 2T15 Forced Outage
Startup 08/20 02:00 -40.14 Unit 2 2T15 Forced Outage
Startup 08/20 03:00 -40.4 Unit 2 2T15 Forced Outage
Startup 08/20 04:00 -40.53 Unit 2 2T15 Forced Outage
Startup 08/20 05:00 -40.38 Unit 2 2T15 Forced Outage
Startup 08/20 06:00 -40.28 Unit 2 2T15 Forced Outage
Startup 08/20 07:00 -40.04 Unit 2 2T15 Forced Outage
Startup 08/20 08:00 -40.3 Unit 2 2T15 Forced Outage
Startup 08/20 09:00 -40.31 Unit 2 2T15 Forced Outage
Startup 08/20 10:00 -40.44 Unit 2 2T15 Forced Outage
Startup 08/20 11:00 -40.54 Unit 2 2T15 Forced Outage
Startup 08/20 12:00 -40.62 Unit 2 2T15 Forced Outage
Startup 08/20 13:00 -40.27 Unit 2 2T15 Forced Outage
Startup 08/20 14:00 -40.4 Unit 2 2T15 Forced Outage
Startup 08/20 15:00 -40.1 Unit 2 2T15 Forced Outage
Startup 08/20 16:00 -40.14 Unit 2 2T15 Forced Outage
Startup 08/20 17:00 -40.3 Unit 2 2T15 Forced Outage
Startup 08/20 18:00 -40.08 Unit 2 2T15 Forced Outage
Startup 08/20 19:00 -34.12 Unit 2 2T15 Forced Outage
Startup 08/20 20:00 -28.97 Unit 2 2T15 Forced Outage
Startup 08/20 21:00 -28.75 Unit 2 2T15 Forced Outage
Startup 08/20 22:00 -28.72 Unit 2 2T15 Forced Outage
Startup 08/20 23:00 -28.91 Unit 2 2T15 Forced Outage
Startup 08/21 00:00 -28.61 Unit 2 2T15 Forced Outage
Startup 08/21 01:00 -28.64 Unit 2 2T15 Forced Outage
Startup 08/21 02:00 -28.87 Unit 2 2T15 Forced Outage
Startup 08/21 03:00 -28.7 Unit 2 2T15 Forced Outage
Startup 08/21 04:00 -28.74 Unit 2 2T15 Forced Outage
Startup 08/21 05:00 -29.05 Unit 2 2T15 Forced Outage
Startup 08/21 06:00 -28.91 Unit 2 2T15 Forced Outage
Startup 08/21 07:00 -28.89 Unit 2 2T15 Forced Outage
Startup 08/21 08:00 -29.06 Unit 2 2T15 Forced Outage
Startup 08/21 09:00 -28.52 Unit 2 2T15 Forced Outage
Startup 08/21 10:00 -28.61 Unit 2 2T15 Forced Outage
Startup 08/21 11:00 -29.06 Unit 2 2T15 Forced Outage
Startup 08/21 12:00 -29.18 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/21 13:00 -29.05 Unit 2 2T15 Forced Outage
Startup 08/21 14:00 -29.15 Unit 2 2T15 Forced Outage
Startup 08/21 15:00 -28.89 Unit 2 2T15 Forced Outage
Startup 08/21 16:00 -28.94 Unit 2 2T15 Forced Outage
Startup 08/21 17:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/21 18:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/21 19:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/21 20:00 -29.1 Unit 2 2T15 Forced Outage
Startup 08/21 21:00 -28.87 Unit 2 2T15 Forced Outage
Startup 08/21 22:00 -28.73 Unit 2 2T15 Forced Outage
Startup 08/21 23:00 -27.92 Unit 2 2T15 Forced Outage
Startup 08/22 00:00 -26.25 Unit 2 2T15 Forced Outage
Startup 08/22 01:00 -27.65 Unit 2 2T15 Forced Outage
Startup 08/22 02:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/22 03:00 -28.99 Unit 2 2T15 Forced Outage
Startup 08/22 04:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/22 05:00 -29.06 Unit 2 2T15 Forced Outage
Startup 08/22 06:00 -29.15 Unit 2 2T15 Forced Outage
Startup 08/22 07:00 -29.03 Unit 2 2T15 Forced Outage
Startup 08/22 08:00 -29.07 Unit 2 2T15 Forced Outage
Startup 08/22 09:00 -29.12 Unit 2 2T15 Forced Outage
Startup 08/22 10:00 -29.07 Unit 2 2T15 Forced Outage
Startup 08/22 11:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/22 12:00 -29.16 Unit 2 2T15 Forced Outage
Startup 08/22 13:00 -29.21 Unit 2 2T15 Forced Outage
Startup 08/22 14:00 -29.19 Unit 2 2T15 Forced Outage
Startup 08/22 15:00 -29.11 Unit 2 2T15 Forced Outage
Startup 08/22 16:00 -29.15 Unit 2 2T15 Forced Outage
Startup 08/22 17:00 -29.08 Unit 2 2T15 Forced Outage
Startup 08/22 18:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/22 19:00 -28.99 Unit 2 2T15 Forced Outage
Startup 08/22 20:00 -29.03 Unit 2 2T15 Forced Outage
Startup 08/22 21:00 -28.99 Unit 2 2T15 Forced Outage
Startup 08/22 22:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/22 23:00 -29.08 Unit 2 2T15 Forced Outage
Startup 08/23 00:00 -28.96 Unit 2 2T15 Forced Outage
Startup 08/23 01:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/23 02:00 -28.93 Unit 2 2T15 Forced Outage
Startup 08/23 03:00 -28.99 Unit 2 2T15 Forced Outage
Startup 08/23 04:00 -29.01 Unit 2 2T15 Forced Outage
Startup 08/23 05:00 -28.97 Unit 2 2T15 Forced Outage
Startup 08/23 06:00 -29.08 Unit 2 2T15 Forced Outage
Startup 08/23 07:00 -28.93 Unit 2 2T15 Forced Outage
Startup 08/23 08:00 -28.92 Unit 2 2T15 Forced Outage
Startup 08/23 09:00 -28.94 Unit 2 2T15 Forced Outage
Startup 08/23 10:00 -28.92 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/23 11:00 -28.94 Unit 2 2T15 Forced Outage
Startup 08/23 12:00 -28.86 Unit 2 2T15 Forced Outage
Startup 08/23 13:00 -28.61 Unit 2 2T15 Forced Outage
Startup 08/23 14:00 -28.72 Unit 2 2T15 Forced Outage
Startup 08/23 15:00 -28.72 Unit 2 2T15 Forced Outage
Startup 08/23 16:00 -28.79 Unit 2 2T15 Forced Outage
Startup 08/23 17:00 -28.76 Unit 2 2T15 Forced Outage
Startup 08/23 18:00 -28.79 Unit 2 2T15 Forced Outage
Startup 08/23 19:00 -28.68 Unit 2 2T15 Forced Outage
Startup 08/23 20:00 -28.77 Unit 2 2T15 Forced Outage
Startup 08/23 21:00 -28.81 Unit 2 2T15 Forced Outage
Startup 08/23 22:00 -28.76 Unit 2 2T15 Forced Outage
Startup 08/23 23:00 -28.78 Unit 2 2T15 Forced Outage
Startup 08/24 00:00 -28.74 Unit 2 2T15 Forced Outage
Startup 08/24 01:00 -28.8 Unit 2 2T15 Forced Outage
Startup 08/24 02:00 -28.78 Unit 2 2T15 Forced Outage
Startup 08/24 03:00 -28.73 Unit 2 2T15 Forced Outage
Startup 08/24 04:00 -28.71 Unit 2 2T15 Forced Outage
Startup 08/24 05:00 -28.77 Unit 2 2T15 Forced Outage
Startup 08/24 06:00 -28.8 Unit 2 2T15 Forced Outage
Startup 08/24 07:00 -28.71 Unit 2 2T15 Forced Outage
Startup 08/24 08:00 -28.69 Unit 2 2T15 Forced Outage
Startup 08/24 09:00 -28.61 Unit 2 2T15 Forced Outage
Startup 08/24 10:00 -28.57 Unit 2 2T15 Forced Outage
Startup 08/24 11:00 -28.53 Unit 2 2T15 Forced Outage
Startup 08/24 12:00 -28.37 Unit 2 2T15 Forced Outage
Startup 08/24 13:00 -28.52 Unit 2 2T15 Forced Outage
Startup 08/24 14:00 -28.72 Unit 2 2T15 Forced Outage
Startup 08/24 15:00 -28.53 Unit 2 2T15 Forced Outage
Startup 08/24 16:00 -28.44 Unit 2 2T15 Forced Outage
Startup 08/24 17:00 -28.7 Unit 2 2T15 Forced Outage
Startup 08/24 18:00 -28.44 Unit 2 2T15 Forced Outage
Startup 08/24 19:00 -28.49 Unit 2 2T15 Forced Outage
Startup 08/24 20:00 -28.71 Unit 2 2T15 Forced Outage
Startup 08/24 21:00 -28.5 Unit 2 2T15 Forced Outage
Startup 08/24 22:00 -28.4 Unit 2 2T15 Forced Outage
Startup 08/24 23:00 -28.63 Unit 2 2T15 Forced Outage
Startup 08/25 00:00 -28.39 Unit 2 2T15 Forced Outage
Startup 08/25 01:00 -28.45 Unit 2 2T15 Forced Outage
Startup 08/25 02:00 -28.63 Unit 2 2T15 Forced Outage
Startup 08/25 03:00 -28.48 Unit 2 2T15 Forced Outage
Startup 08/25 04:00 -28.55 Unit 2 2T15 Forced Outage
Startup 08/25 05:00 -28.71 Unit 2 2T15 Forced Outage
Startup 08/25 06:00 -28.6 Unit 2 2T15 Forced Outage
Startup 08/25 07:00 -28.65 Unit 2 2T15 Forced Outage
Startup 08/25 08:00 -28.77 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/25 09:00 -28.16 Unit 2 2T15 Forced Outage
Startup 08/25 10:00 -28.85 Unit 2 2T15 Forced Outage
Startup 08/25 11:00 -29.32 Unit 2 2T15 Forced Outage
Startup 08/25 12:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/25 13:00 -29.09 Unit 2 2T15 Forced Outage
Startup 08/25 14:00 -29.19 Unit 2 2T15 Forced Outage
Startup 08/25 15:00 -28.89 Unit 2 2T15 Forced Outage
Startup 08/25 16:00 -28.79 Unit 2 2T15 Forced Outage
Startup 08/25 17:00 -28.86 Unit 2 2T15 Forced Outage
Startup 08/25 18:00 -28.79 Unit 2 2T15 Forced Outage
Startup 08/25 19:00 -28.6 Unit 2 2T15 Forced Outage
Startup 08/25 20:00 -28.87 Unit 2 2T15 Forced Outage
Startup 08/25 21:00 -28.72 Unit 2 2T15 Forced Outage
Startup 08/25 22:00 -28.71 Unit 2 2T15 Forced Outage
Startup 08/25 23:00 -28.95 Unit 2 2T15 Forced Outage
Startup 08/26 00:00 -28.64 Unit 2 2T15 Forced Outage
Startup 08/26 01:00 -28.79 Unit 2 2T15 Forced Outage
Startup 08/26 02:00 -28.94 Unit 2 2T15 Forced Outage
Startup 08/26 03:00 -27.27 Unit 2 2T15 Forced Outage
Startup 08/26 04:00 -26.27 Unit 2 2T15 Forced Outage
Startup 08/26 05:00 -28.81 Unit 2 2T15 Forced Outage
Startup 08/26 06:00 -28.85 Unit 2 2T15 Forced Outage
Startup 08/26 07:00 -28.82 Unit 2 2T15 Forced Outage
Startup 08/26 08:00 -29.08 Unit 2 2T15 Forced Outage
Startup 08/26 09:00 -28.75 Unit 2 2T15 Forced Outage
Startup 08/26 10:00 -28.88 Unit 2 2T15 Forced Outage
Startup 08/26 11:00 -29.07 Unit 2 2T15 Forced Outage
Startup 08/26 12:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/26 13:00 -28.97 Unit 2 2T15 Forced Outage
Startup 08/26 14:00 -29.27 Unit 2 2T15 Forced Outage
Startup 08/26 15:00 -28.95 Unit 2 2T15 Forced Outage
Startup 08/26 16:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/26 17:00 -29.17 Unit 2 2T15 Forced Outage
Startup 08/26 18:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/26 19:00 -28.95 Unit 2 2T15 Forced Outage
Startup 08/26 20:00 -29.2 Unit 2 2T15 Forced Outage
Startup 08/26 21:00 -28.9 Unit 2 2T15 Forced Outage
Startup 08/26 22:00 -28.94 Unit 2 2T15 Forced Outage
Startup 08/26 23:00 -29.15 Unit 2 2T15 Forced Outage
Startup 08/27 00:00 -28.88 Unit 2 2T15 Forced Outage
Startup 08/27 01:00 -29 Unit 2 2T15 Forced Outage
Startup 08/27 02:00 -29.12 Unit 2 2T15 Forced Outage
Startup 08/27 03:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/27 04:00 -29.02 Unit 2 2T15 Forced Outage
Startup 08/27 05:00 -29.26 Unit 2 2T15 Forced Outage
Startup 08/27 06:00 -29.06 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/27 07:00 -28.87 Unit 2 2T15 Forced Outage
Startup 08/27 08:00 -29.08 Unit 2 2T15 Forced Outage
Startup 08/27 09:00 -28.83 Unit 2 2T15 Forced Outage
Startup 08/27 10:00 -28.84 Unit 2 2T15 Forced Outage
Startup 08/27 11:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/27 12:00 -28.96 Unit 2 2T15 Forced Outage
Startup 08/27 13:00 -29.04 Unit 2 2T15 Forced Outage
Startup 08/27 14:00 -29.25 Unit 2 2T15 Forced Outage
Startup 08/27 15:00 -29.17 Unit 2 2T15 Forced Outage
Startup 08/27 16:00 -28.84 Unit 2 2T15 Forced Outage
Startup 08/27 17:00 -28.89 Unit 2 2T15 Forced Outage
Startup 08/27 18:00 -28.65 Unit 2 2T15 Forced Outage
Startup 08/27 19:00 -28.76 Unit 2 2T15 Forced Outage
Startup 08/27 20:00 -28.89 Unit 2 2T15 Forced Outage
Startup 08/27 21:00 -28.75 Unit 2 2T15 Forced Outage
Startup 08/27 22:00 -28.74 Unit 2 2T15 Forced Outage
Startup 08/27 23:00 -29.09 Unit 2 2T15 Forced Outage
Startup 08/28 00:00 -28.98 Unit 2 2T15 Forced Outage
Startup 08/28 01:00 -28.68 Unit 2 2T15 Forced Outage
Startup 08/28 02:00 -28.9 Unit 2 2T15 Forced Outage
Startup 08/28 03:00 -28.7 Unit 2 2T15 Forced Outage
Startup 08/28 04:00 -28.7 Unit 2 2T15 Forced Outage
Startup 08/28 05:00 -28.95 Unit 2 2T15 Forced Outage
Startup 08/28 06:00 -28.84 Unit 2 2T15 Forced Outage
Startup 08/28 07:00 -29.04 Unit 2 2T15 Forced Outage
Startup 08/28 08:00 -29.28 Unit 2 2T15 Forced Outage
Startup 08/28 09:00 -29.16 Unit 2 2T15 Forced Outage
Startup 08/28 10:00 -29.14 Unit 2 2T15 Forced Outage
Startup 08/28 11:00 -28.92 Unit 2 2T15 Forced Outage
Startup 08/28 12:00 -30.3 Unit 2 2T15 Forced Outage
Startup 08/28 13:00 -39.33 Unit 2 2T15 Forced Outage
Startup 08/28 14:00 -44.86 Unit 2 2T15 Forced Outage
Startup 08/28 15:00 -49.62 Unit 2 2T15 Forced Outage
Startup 08/28 16:00 -52.07 Unit 2 2T15 Forced Outage
Startup 08/28 17:00 -53.37 Unit 2 2T15 Forced Outage
Startup 08/28 18:00 -53.35 Unit 2 2T15 Forced Outage
Startup 08/28 19:00 -53.51 Unit 2 2T15 Forced Outage
Startup 08/28 20:00 -53.82 Unit 2 2T15 Forced Outage
Startup 08/28 21:00 -53.87 Unit 2 2T15 Forced Outage
Startup 08/28 22:00 -53.69 Unit 2 2T15 Forced Outage
Startup 08/28 23:00 -53.59 Unit 2 2T15 Forced Outage
Startup 08/29 00:00 -53.45 Unit 2 2T15 Forced Outage
Startup 08/29 01:00 -53.49 Unit 2 2T15 Forced Outage
Startup 08/29 02:00 -53.76 Unit 2 2T15 Forced Outage
Startup 08/29 03:00 -53.91 Unit 2 2T15 Forced Outage
Startup 08/29 04:00 -53.94 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/29 05:00 -53.86 Unit 2 2T15 Forced Outage
Startup 08/29 06:00 -51.18 Unit 2 2T15 Forced Outage
Startup 08/29 07:00 -47.33 Unit 2 2T15 Forced Outage
Startup 08/29 08:00 -47.34 Unit 2 2T15 Forced Outage
Startup 08/29 09:00 -47.18 Unit 2 2T15 Forced Outage
Startup 08/29 10:00 -40.64 Unit 2 2T15 Forced Outage
Startup 08/29 11:00 -40.29 Unit 2 2T15 Forced Outage
Startup 08/29 12:00 -46.38 Unit 2 2T15 Forced Outage
Startup 08/29 13:00 -47.36 Unit 2 2T15 Forced Outage
Startup 08/29 14:00 -47.34 Unit 2 2T15 Forced Outage
Startup 08/29 15:00 -47.36 Unit 2 2T15 Forced Outage
Startup 08/29 16:00 -47.4 Unit 2 2T15 Forced Outage
Startup 08/29 17:00 -47.25 Unit 2 2T15 Forced Outage
Startup 08/29 18:00 -47.37 Unit 2 2T15 Forced Outage
Startup 08/29 19:00 -47.32 Unit 2 2T15 Forced Outage
Startup 08/29 20:00 -47.41 Unit 2 2T15 Forced Outage
Startup 08/29 21:00 -47.38 Unit 2 2T15 Forced Outage
Startup 08/29 22:00 -47.43 Unit 2 2T15 Forced Outage
Startup 08/29 23:00 -47.4 Unit 2 2T15 Forced Outage
Startup 08/30 00:00 -47.35 Unit 2 2T15 Forced Outage
Startup 08/30 01:00 -47.43 Unit 2 2T15 Forced Outage
Startup 08/30 02:00 -47.52 Unit 2 2T15 Forced Outage
Startup 08/30 03:00 -47.47 Unit 2 2T15 Forced Outage
Startup 08/30 04:00 -47.46 Unit 2 2T15 Forced Outage
Startup 08/30 05:00 -44.32 Unit 2 2T15 Forced Outage
Startup 08/30 06:00 -38.59 Unit 2 2T15 Forced Outage
Startup 08/30 07:00 -38.49 Unit 2 2T15 Forced Outage
Startup 08/30 08:00 -38.55 Unit 2 2T15 Forced Outage
Startup 08/30 09:00 -38.49 Unit 2 2T15 Forced Outage
Startup 08/30 10:00 -38.71 Unit 2 2T15 Forced Outage
Startup 08/30 11:00 -38.82 Unit 2 2T15 Forced Outage
Startup 08/30 12:00 -38.82 Unit 2 2T15 Forced Outage
Startup 08/30 13:00 -38.62 Unit 2 2T15 Forced Outage
Startup 08/30 14:00 -38.85 Unit 2 2T15 Forced Outage
Startup 08/30 15:00 -38.61 Unit 2 2T15 Forced Outage
Startup 08/30 16:00 -38.46 Unit 2 2T15 Forced Outage
Startup 08/30 17:00 -38.61 Unit 2 2T15 Forced Outage
Startup 08/30 18:00 -38.41 Unit 2 2T15 Forced Outage
Startup 08/30 19:00 -38.25 Unit 2 2T15 Forced Outage
Startup 08/30 20:00 -38.52 Unit 2 2T15 Forced Outage
Startup 08/30 21:00 -38.3 Unit 2 2T15 Forced Outage
Startup 08/30 22:00 -38.55 Unit 2 2T15 Forced Outage
Startup 08/30 23:00 -38.54 Unit 2 2T15 Forced Outage
Startup 08/31 00:00 -38.48 Unit 2 2T15 Forced Outage
Startup 08/31 01:00 -38.53 Unit 2 2T15 Forced Outage
Startup 08/31 02:00 -38.56 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 08/31 03:00 -38.52 Unit 2 2T15 Forced Outage
Startup 08/31 04:00 -38.48 Unit 2 2T15 Forced Outage
Startup 08/31 05:00 -38.52 Unit 2 2T15 Forced Outage
Startup 08/31 06:00 -38.38 Unit 2 2T15 Forced Outage
Startup 08/31 07:00 -38.22 Unit 2 2T15 Forced Outage
Startup 08/31 08:00 -38.22 Unit 2 2T15 Forced Outage
Startup 08/31 09:00 -38.11 Unit 2 2T15 Forced Outage
Startup 08/31 10:00 -40.42 Unit 2 2T15 Forced Outage
Startup 08/31 11:00 -46.91 Unit 2 2T15 Forced Outage
Startup 08/31 12:00 -46.92 Unit 2 2T15 Forced Outage
Startup 08/31 13:00 -46.89 Unit 2 2T15 Forced Outage
Startup 08/31 14:00 -47.07 Unit 2 2T15 Forced Outage
Startup 08/31 15:00 -47.08 Unit 2 2T15 Forced Outage
Startup 08/31 16:00 -47.13 Unit 2 2T15 Forced Outage
Startup 08/31 17:00 -47.13 Unit 2 2T15 Forced Outage
Startup 08/31 18:00 -46.97 Unit 2 2T15 Forced Outage
Startup 08/31 19:00 -46.94 Unit 2 2T15 Forced Outage
Startup 08/31 20:00 -47.13 Unit 2 2T15 Forced Outage
Startup 08/31 21:00 -47.13 Unit 2 2T15 Forced Outage
Startup 08/31 22:00 -47.11 Unit 2 2T15 Forced Outage
Startup 08/31 23:00 -47.09 Unit 2 2T15 Forced Outage
Startup Total August -14,150.18 Data looks AOK  for a FORCED OUTAGE
Startup 09/01 00:00 -47.1 Unit 2 2T15 Forced Outage
Startup 09/01 01:00 -47.13 Unit 2 2T15 Forced Outage
Startup 09/01 02:00 -47.14 Unit 2 2T15 Forced Outage
Startup 09/01 03:00 -52.07 Unit 2 2T15 Forced Outage
Startup 09/01 04:00 -53.58 Unit 2 2T15 Forced Outage
Startup 09/01 05:00 -53.74 Unit 2 2T15 Forced Outage
Startup 09/01 06:00 -53.73 Unit 2 2T15 Forced Outage
Startup 09/01 07:00 -53.54 Unit 2 2T15 Forced Outage
Startup 09/01 08:00 -53.37 Unit 2 2T15 Forced Outage
Startup 09/01 09:00 -53.38 Unit 2 2T15 Forced Outage
Startup 09/01 10:00 -53.33 Unit 2 2T15 Forced Outage
Startup 09/01 11:00 -53.26 Unit 2 2T15 Forced Outage
Startup 09/01 12:00 -53.27 Unit 2 2T15 Forced Outage
Startup 09/01 13:00 -53.36 Unit 2 2T15 Forced Outage
Startup 09/01 14:00 -53.4 Unit 2 2T15 Forced Outage
Startup 09/01 15:00 -53.44 Unit 2 2T15 Forced Outage
Startup 09/01 16:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/01 17:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/01 18:00 -53.46 Unit 2 2T15 Forced Outage
Startup 09/01 19:00 -53.49 Unit 2 2T15 Forced Outage
Startup 09/01 20:00 -53.48 Unit 2 2T15 Forced Outage
Startup 09/01 21:00 -53.44 Unit 2 2T15 Forced Outage
Startup 09/01 22:00 -53.34 Unit 2 2T15 Forced Outage
Startup 09/01 23:00 -53.4 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/02 00:00 -53.31 Unit 2 2T15 Forced Outage
Startup 09/02 01:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/02 02:00 -52.33 Unit 2 2T15 Forced Outage
Startup 09/02 03:00 -50.87 Unit 2 2T15 Forced Outage
Startup 09/02 04:00 -53.25 Unit 2 2T15 Forced Outage
Startup 09/02 05:00 -53.53 Unit 2 2T15 Forced Outage
Startup 09/02 06:00 -53.38 Unit 2 2T15 Forced Outage
Startup 09/02 07:00 -53.18 Unit 2 2T15 Forced Outage
Startup 09/02 08:00 -53.16 Unit 2 2T15 Forced Outage
Startup 09/02 09:00 -53.16 Unit 2 2T15 Forced Outage
Startup 09/02 10:00 -53.32 Unit 2 2T15 Forced Outage
Startup 09/02 11:00 -53.61 Unit 2 2T15 Forced Outage
Startup 09/02 12:00 -53.42 Unit 2 2T15 Forced Outage
Startup 09/02 13:00 -53.2 Unit 2 2T15 Forced Outage
Startup 09/02 14:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/02 15:00 -53.31 Unit 2 2T15 Forced Outage
Startup 09/02 16:00 -53.3 Unit 2 2T15 Forced Outage
Startup 09/02 17:00 -53.33 Unit 2 2T15 Forced Outage
Startup 09/02 18:00 -53.11 Unit 2 2T15 Forced Outage
Startup 09/02 19:00 -53.19 Unit 2 2T15 Forced Outage
Startup 09/02 20:00 -53.48 Unit 2 2T15 Forced Outage
Startup 09/02 21:00 -53.09 Unit 2 2T15 Forced Outage
Startup 09/02 22:00 -53.16 Unit 2 2T15 Forced Outage
Startup 09/02 23:00 -53.29 Unit 2 2T15 Forced Outage
Startup 09/03 00:00 -52.95 Unit 2 2T15 Forced Outage
Startup 09/03 01:00 -52.96 Unit 2 2T15 Forced Outage
Startup 09/03 02:00 -53.29 Unit 2 2T15 Forced Outage
Startup 09/03 03:00 -53.01 Unit 2 2T15 Forced Outage
Startup 09/03 04:00 -53.02 Unit 2 2T15 Forced Outage
Startup 09/03 05:00 -53.32 Unit 2 2T15 Forced Outage
Startup 09/03 06:00 -53.15 Unit 2 2T15 Forced Outage
Startup 09/03 07:00 -53.24 Unit 2 2T15 Forced Outage
Startup 09/03 08:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/03 09:00 -53.44 Unit 2 2T15 Forced Outage
Startup 09/03 10:00 -53.48 Unit 2 2T15 Forced Outage
Startup 09/03 11:00 -53.47 Unit 2 2T15 Forced Outage
Startup 09/03 12:00 -53.61 Unit 2 2T15 Forced Outage
Startup 09/03 13:00 -53.66 Unit 2 2T15 Forced Outage
Startup 09/03 14:00 -53.74 Unit 2 2T15 Forced Outage
Startup 09/03 15:00 -53.59 Unit 2 2T15 Forced Outage
Startup 09/03 16:00 -53.7 Unit 2 2T15 Forced Outage
Startup 09/03 17:00 -53.54 Unit 2 2T15 Forced Outage
Startup 09/03 18:00 -53.45 Unit 2 2T15 Forced Outage
Startup 09/03 19:00 -53.53 Unit 2 2T15 Forced Outage
Startup 09/03 20:00 -53.56 Unit 2 2T15 Forced Outage
Startup 09/03 21:00 -53.62 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/03 22:00 -53.61 Unit 2 2T15 Forced Outage
Startup 09/03 23:00 -53.5 Unit 2 2T15 Forced Outage
Startup 09/04 00:00 -53.44 Unit 2 2T15 Forced Outage
Startup 09/04 01:00 -53.49 Unit 2 2T15 Forced Outage
Startup 09/04 02:00 -53.53 Unit 2 2T15 Forced Outage
Startup 09/04 03:00 -53.52 Unit 2 2T15 Forced Outage
Startup 09/04 04:00 -53.53 Unit 2 2T15 Forced Outage
Startup 09/04 05:00 -53.58 Unit 2 2T15 Forced Outage
Startup 09/04 06:00 -53.49 Unit 2 2T15 Forced Outage
Startup 09/04 07:00 -53.6 Unit 2 2T15 Forced Outage
Startup 09/04 08:00 -53.71 Unit 2 2T15 Forced Outage
Startup 09/04 09:00 -29 Unit 2 2T15 Forced Outage
Startup 09/04 10:00 -3.18 Unit 2 2T15 Forced Outage
Startup 09/04 11:00 -3.42 Unit 2 2T15 Forced Outage
Startup 09/04 12:00 -3.41 Unit 2 2T15 Forced Outage
Startup 09/04 13:00 -3.4 Unit 2 2T15 Forced Outage
Startup 09/04 14:00 -3.39 Unit 2 2T15 Forced Outage
Startup 09/04 15:00 -3.39 Unit 2 2T15 Forced Outage
Startup 09/04 16:00 -3.27 Unit 2 2T15 Forced Outage
Startup 09/04 17:00 -3.17 Unit 2 2T15 Forced Outage
Startup 09/04 18:00 -3.14 Unit 2 2T15 Forced Outage
Startup 09/04 19:00 -3.08 Unit 2 2T15 Forced Outage
Startup 09/04 20:00 -3.25 Unit 2 2T15 Forced Outage
Startup 09/04 21:00 -3.23 Unit 2 2T15 Forced Outage
Startup 09/04 22:00 -3.12 Unit 2 2T15 Forced Outage
Startup 09/04 23:00 -3.16 Unit 2 2T15 Forced Outage
Startup 09/05 00:00 -2.98 Unit 2 2T15 Forced Outage
Startup 09/05 01:00 -3.14 Unit 2 2T15 Forced Outage
Startup 09/05 02:00 -3.2 Unit 2 2T15 Forced Outage
Startup 09/05 03:00 -3.14 Unit 2 2T15 Forced Outage
Startup 09/05 04:00 -3.19 Unit 2 2T15 Forced Outage
Startup 09/05 05:00 -3.25 Unit 2 2T15 Forced Outage
Startup 09/05 06:00 -3.24 Unit 2 2T15 Forced Outage
Startup 09/05 07:00 -3.23 Unit 2 2T15 Forced Outage
Startup 09/05 08:00 -3.16 Unit 2 2T15 Forced Outage
Startup 09/05 09:00 -3.15 Unit 2 2T15 Forced Outage
Startup 09/05 10:00 -3.14 Unit 2 2T15 Forced Outage
Startup 09/05 11:00 -3.14 Unit 2 2T15 Forced Outage
Startup 09/05 12:00 -3.18 Unit 2 2T15 Forced Outage
Startup 09/05 13:00 -3.25 Unit 2 2T15 Forced Outage
Startup 09/05 14:00 -3.32 Unit 2 2T15 Forced Outage
Startup 09/05 15:00 -3.5 Unit 2 2T15 Forced Outage
Startup 09/05 16:00 -3.51 Unit 2 2T15 Forced Outage
Startup 09/05 17:00 -3.6 Unit 2 2T15 Forced Outage
Startup 09/05 18:00 -3.55 Unit 2 2T15 Forced Outage
Startup 09/05 19:00 -3.59 Unit 2 2T15 Forced Outage
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/05 20:00 -3.57 Unit 2 2T15 Forced Outage
Startup 09/05 21:00 -3.56 Unit 2 2T15 Forced Outage
Startup 09/05 22:00 -35.28 Unit 2 2T15 Forced Outage
Startup 09/05 23:00 -48.69 Unit 2 2T15 Forced Outage
Startup 09/06 00:00 -48.27 Unit 2 2T15 Forced Outage
Startup 09/06 01:00 -47.72 Unit 2 2T15 Forced Outage
Startup 09/06 02:00 -47.61 Unit 2 2T15 Forced Outage
Startup 09/06 03:00 -47.43 Unit 2 2T15 Forced Outage
Startup 09/06 04:00 -47.67 Unit 2 2T15 Forced Outage
Startup 09/06 05:00 -43 Unit 2 2T15 Forced Outage
Startup 09/06 06:00 -3.75 Normal incoming load.
Startup 09/06 07:00 -3.77 Normal incoming load.
Startup 09/06 08:00 -3.64 Normal incoming load.
Startup 09/06 09:00 -3.47 Normal incoming load.
Startup 09/06 10:00 -3.4 Normal incoming load.
Startup 09/06 11:00 -3.36 Normal incoming load.
Startup 09/06 12:00 -3.34 Normal incoming load.
Startup 09/06 13:00 -3.51 Normal incoming load.
Startup 09/06 14:00 -3.71 Normal incoming load.
Startup 09/06 15:00 -3.66 Normal incoming load.
Startup 09/06 16:00 -3.61 Normal incoming load.
Startup 09/06 17:00 -3.6 Normal incoming load.
Startup 09/06 18:00 -3.63 Normal incoming load.
Startup 09/06 19:00 -3.65 Normal incoming load.
Startup 09/06 20:00 -3.65 Normal incoming load.
Startup 09/06 21:00 -3.63 Normal incoming load.
Startup 09/06 22:00 -3.67 Normal incoming load.
Startup 09/06 23:00 -3.68 Normal incoming load.
Startup 09/07 00:00 -3.56 Normal incoming load.
Startup 09/07 01:00 -3.62 Normal incoming load.
Startup 09/07 02:00 -3.57 Normal incoming load.
Startup 09/07 03:00 -3.48 Normal incoming load.
Startup 09/07 04:00 -3.37 Normal incoming load.
Startup 09/07 05:00 -3.38 Normal incoming load.
Startup 09/07 06:00 -3.39 Normal incoming load.
Startup 09/07 07:00 -3.32 Normal incoming load.
Startup 09/07 08:00 -3.29 Normal incoming load.
Startup 09/07 09:00 -3.17 Normal incoming load.
Startup 09/07 10:00 -2.89 Normal incoming load.
Startup 09/07 11:00 -2.87 Normal incoming load.
Startup 09/07 12:00 -2.85 Normal incoming load.
Startup 09/07 13:00 -2.84 Normal incoming load.
Startup 09/07 14:00 -3.1 Normal incoming load.
Startup 09/07 15:00 -3.02 Normal incoming load.
Startup 09/07 16:00 -2.96 Normal incoming load.
Startup 09/07 17:00 -2.97 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/07 18:00 -2.99 Normal incoming load.
Startup 09/07 19:00 -2.95 Normal incoming load.
Startup 09/07 20:00 -3.06 Normal incoming load.
Startup 09/07 21:00 -3.01 Normal incoming load.
Startup 09/07 22:00 -3.06 Normal incoming load.
Startup 09/07 23:00 -3.03 Normal incoming load.
Startup 09/08 00:00 -2.95 Normal incoming load.
Startup 09/08 01:00 -3.09 Normal incoming load.
Startup 09/08 02:00 -3.05 Normal incoming load.
Startup 09/08 03:00 -3.08 Normal incoming load.
Startup 09/08 04:00 -3.07 Normal incoming load.
Startup 09/08 05:00 -3.13 Normal incoming load.
Startup 09/08 06:00 -3.29 Normal incoming load.
Startup 09/08 07:00 -3.32 Normal incoming load.
Startup 09/08 08:00 -3.32 Normal incoming load.
Startup 09/08 09:00 -3.29 Normal incoming load.
Startup 09/08 10:00 -3.24 Normal incoming load.
Startup 09/08 11:00 -3.32 Normal incoming load.
Startup 09/08 12:00 -3.31 Normal incoming load.
Startup 09/08 13:00 -3.24 Normal incoming load.
Startup 09/08 14:00 -3.32 Normal incoming load.
Startup 09/08 15:00 -3.39 Normal incoming load.
Startup 09/08 16:00 -3.29 Normal incoming load.
Startup 09/08 17:00 -3.1 Normal incoming load.
Startup 09/08 18:00 -3 Normal incoming load.
Startup 09/08 19:00 -3.01 Normal incoming load.
Startup 09/08 20:00 -3.1 Normal incoming load.
Startup 09/08 21:00 -3.19 Normal incoming load.
Startup 09/08 22:00 -3.08 Normal incoming load.
Startup 09/08 23:00 -3.13 Normal incoming load.
Startup 09/09 00:00 -2.92 Normal incoming load.
Startup 09/09 01:00 -3 Normal incoming load.
Startup 09/09 02:00 -3.06 Normal incoming load.
Startup 09/09 03:00 -3.08 Normal incoming load.
Startup 09/09 04:00 -3.08 Normal incoming load.
Startup 09/09 05:00 -3.15 Normal incoming load.
Startup 09/09 06:00 -3.25 Normal incoming load.
Startup 09/09 07:00 -3.34 Normal incoming load.
Startup 09/09 08:00 -3.29 Normal incoming load.
Startup 09/09 09:00 -3.26 Normal incoming load.
Startup 09/09 10:00 -3.22 Normal incoming load.
Startup 09/09 11:00 -3.3 Normal incoming load.
Startup 09/09 12:00 -3.41 Normal incoming load.
Startup 09/09 13:00 -3.38 Normal incoming load.
Startup 09/09 14:00 -3.41 Normal incoming load.
Startup 09/09 15:00 -3.39 Normal incoming load.

Start-Up Load 132 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/09 16:00 -3.37 Normal incoming load.
Startup 09/09 17:00 -3.13 Normal incoming load.
Startup 09/09 18:00 -3.1 Normal incoming load.
Startup 09/09 19:00 -3.1 Normal incoming load.
Startup 09/09 20:00 -3.08 Normal incoming load.
Startup 09/09 21:00 -3.01 Normal incoming load.
Startup 09/09 22:00 -2.99 Normal incoming load.
Startup 09/09 23:00 -3.01 Normal incoming load.
Startup 09/10 00:00 -2.92 Normal incoming load.
Startup 09/10 01:00 -3 Normal incoming load.
Startup 09/10 02:00 -3.01 Normal incoming load.
Startup 09/10 03:00 -3.01 Normal incoming load.
Startup 09/10 04:00 -3.04 Normal incoming load.
Startup 09/10 05:00 -3.19 Normal incoming load.
Startup 09/10 06:00 -3.26 Normal incoming load.
Startup 09/10 07:00 -3.31 Normal incoming load.
Startup 09/10 08:00 -3.26 Normal incoming load.
Startup 09/10 09:00 -3.23 Normal incoming load.
Startup 09/10 10:00 -3.26 Normal incoming load.
Startup 09/10 11:00 -3.24 Normal incoming load.
Startup 09/10 12:00 -3.36 Normal incoming load.
Startup 09/10 13:00 -3.41 Normal incoming load.
Startup 09/10 14:00 -3.44 Normal incoming load.
Startup 09/10 15:00 -3.68 Normal incoming load.
Startup 09/10 16:00 -3.58 Normal incoming load.
Startup 09/10 17:00 -3.45 Normal incoming load.
Startup 09/10 18:00 -3.26 Normal incoming load.
Startup 09/10 19:00 -3.28 Normal incoming load.
Startup 09/10 20:00 -3.38 Normal incoming load.
Startup 09/10 21:00 -3.33 Normal incoming load.
Startup 09/10 22:00 -3.34 Normal incoming load.
Startup 09/10 23:00 -3.39 Normal incoming load.
Startup 09/11 00:00 -3.34 Normal incoming load.
Startup 09/11 01:00 -3.38 Normal incoming load.
Startup 09/11 02:00 -3.39 Normal incoming load.
Startup 09/11 03:00 -3.4 Normal incoming load.
Startup 09/11 04:00 -3.44 Normal incoming load.
Startup 09/11 05:00 -3.52 Normal incoming load.
Startup 09/11 06:00 -3.59 Normal incoming load.
Startup 09/11 07:00 -3.58 Normal incoming load.
Startup 09/11 08:00 -3.53 Normal incoming load.
Startup 09/11 09:00 -3.55 Normal incoming load.
Startup 09/11 10:00 -3.6 Normal incoming load.
Startup 09/11 11:00 -3.54 Normal incoming load.
Startup 09/11 12:00 -3.49 Normal incoming load.
Startup 09/11 13:00 -3.46 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/11 14:00 -3.44 Normal incoming load.
Startup 09/11 15:00 -3.51 Normal incoming load.
Startup 09/11 16:00 -3.32 Normal incoming load.
Startup 09/11 17:00 -3.19 Normal incoming load.
Startup 09/11 18:00 -3.05 Normal incoming load.
Startup 09/11 19:00 -3.06 Normal incoming load.
Startup 09/11 20:00 -3.15 Normal incoming load.
Startup 09/11 21:00 -3.16 Normal incoming load.
Startup 09/11 22:00 -3.13 Normal incoming load.
Startup 09/11 23:00 -3.12 Normal incoming load.
Startup 09/12 00:00 -2.96 Normal incoming load.
Startup 09/12 01:00 -3.09 Normal incoming load.
Startup 09/12 02:00 -3.07 Normal incoming load.
Startup 09/12 03:00 -2.98 Normal incoming load.
Startup 09/12 04:00 -3.08 Normal incoming load.
Startup 09/12 05:00 -3.12 Normal incoming load.
Startup 09/12 06:00 -3.26 Normal incoming load.
Startup 09/12 07:00 -3.4 Normal incoming load.
Startup 09/12 08:00 -3.43 Normal incoming load.
Startup 09/12 09:00 -3.42 Normal incoming load.
Startup 09/12 10:00 -3.41 Normal incoming load.
Startup 09/12 11:00 -3.42 Normal incoming load.
Startup 09/12 12:00 -3.5 Normal incoming load.
Startup 09/12 13:00 -3.61 Normal incoming load.
Startup 09/12 14:00 -3.42 Normal incoming load.
Startup 09/12 15:00 -3.42 Normal incoming load.
Startup 09/12 16:00 -3.39 Normal incoming load.
Startup 09/12 17:00 -3.33 Normal incoming load.
Startup 09/12 18:00 -3.18 Normal incoming load.
Startup 09/12 19:00 -3.25 Normal incoming load.
Startup 09/12 20:00 -3.32 Normal incoming load.
Startup 09/12 21:00 -3.3 Normal incoming load.
Startup 09/12 22:00 -3.32 Normal incoming load.
Startup 09/12 23:00 -3.25 Normal incoming load.
Startup 09/13 00:00 -3.18 Normal incoming load.
Startup 09/13 01:00 -3.21 Normal incoming load.
Startup 09/13 02:00 -3.25 Normal incoming load.
Startup 09/13 03:00 -3.31 Normal incoming load.
Startup 09/13 04:00 -3.29 Normal incoming load.
Startup 09/13 05:00 -3.23 Normal incoming load.
Startup 09/13 06:00 -3.24 Normal incoming load.
Startup 09/13 07:00 -3.14 Normal incoming load.
Startup 09/13 08:00 -3.01 Normal incoming load.
Startup 09/13 09:00 -3.05 Normal incoming load.
Startup 09/13 10:00 -3.1 Normal incoming load.
Startup 09/13 11:00 -3.05 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/13 12:00 -3.06 Normal incoming load.
Startup 09/13 13:00 -3.11 Normal incoming load.
Startup 09/13 14:00 -2.96 Normal incoming load.
Startup 09/13 15:00 -2.75 Normal incoming load.
Startup 09/13 16:00 -2.76 Normal incoming load.
Startup 09/13 17:00 -2.74 Normal incoming load.
Startup 09/13 18:00 -2.75 Normal incoming load.
Startup 09/13 19:00 -2.77 Normal incoming load.
Startup 09/13 20:00 -2.81 Normal incoming load.
Startup 09/13 21:00 -2.75 Normal incoming load.
Startup 09/13 22:00 -2.79 Normal incoming load.
Startup 09/13 23:00 -2.78 Normal incoming load.
Startup 09/14 00:00 -2.68 Normal incoming load.
Startup 09/14 01:00 -2.76 Normal incoming load.
Startup 09/14 02:00 -2.75 Normal incoming load.
Startup 09/14 03:00 -2.76 Normal incoming load.
Startup 09/14 04:00 -2.79 Normal incoming load.
Startup 09/14 05:00 -2.78 Normal incoming load.
Startup 09/14 06:00 -2.76 Normal incoming load.
Startup 09/14 07:00 -2.72 Normal incoming load.
Startup 09/14 08:00 -2.66 Normal incoming load.
Startup 09/14 09:00 -2.62 Normal incoming load.
Startup 09/14 10:00 -2.6 Normal incoming load.
Startup 09/14 11:00 -2.62 Normal incoming load.
Startup 09/14 12:00 -2.79 Normal incoming load.
Startup 09/14 13:00 -2.77 Normal incoming load.
Startup 09/14 14:00 -2.82 Normal incoming load.
Startup 09/14 15:00 -2.75 Normal incoming load.
Startup 09/14 16:00 -2.73 Normal incoming load.
Startup 09/14 17:00 -2.7 Normal incoming load.
Startup 09/14 18:00 -2.76 Normal incoming load.
Startup 09/14 19:00 -2.73 Normal incoming load.
Startup 09/14 20:00 -2.85 Normal incoming load.
Startup 09/14 21:00 -2.8 Normal incoming load.
Startup 09/14 22:00 -2.78 Normal incoming load.
Startup 09/14 23:00 -2.77 Normal incoming load.
Startup 09/15 00:00 -2.66 Normal incoming load.
Startup 09/15 01:00 -2.75 Normal incoming load.
Startup 09/15 02:00 -2.72 Normal incoming load.
Startup 09/15 03:00 -2.76 Normal incoming load.
Startup 09/15 04:00 -2.78 Normal incoming load.
Startup 09/15 05:00 -2.85 Normal incoming load.
Startup 09/15 06:00 -2.99 Normal incoming load.
Startup 09/15 07:00 -3.06 Normal incoming load.
Startup 09/15 08:00 -3.26 Normal incoming load.
Startup 09/15 09:00 -3.27 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/15 10:00 -3.39 Normal incoming load.
Startup 09/15 11:00 -3.47 Normal incoming load.
Startup 09/15 12:00 -3.48 Normal incoming load.
Startup 09/15 13:00 -3.41 Normal incoming load.
Startup 09/15 14:00 -3.39 Normal incoming load.
Startup 09/15 15:00 -3.11 Normal incoming load.
Startup 09/15 16:00 -3.05 Normal incoming load.
Startup 09/15 17:00 -2.9 Normal incoming load.
Startup 09/15 18:00 -2.84 Normal incoming load.
Startup 09/15 19:00 -2.83 Normal incoming load.
Startup 09/15 20:00 -2.9 Normal incoming load.
Startup 09/15 21:00 -2.91 Normal incoming load.
Startup 09/15 22:00 -2.85 Normal incoming load.
Startup 09/15 23:00 -2.83 Normal incoming load.
Startup 09/16 00:00 -2.75 Normal incoming load.
Startup 09/16 01:00 -2.84 Normal incoming load.
Startup 09/16 02:00 -2.87 Normal incoming load.
Startup 09/16 03:00 -2.84 Normal incoming load.
Startup 09/16 04:00 -2.85 Normal incoming load.
Startup 09/16 05:00 -2.93 Normal incoming load.
Startup 09/16 06:00 -3.06 Normal incoming load.
Startup 09/16 07:00 -3.12 Normal incoming load.
Startup 09/16 08:00 -3.2 Normal incoming load.
Startup 09/16 09:00 -3.17 Normal incoming load.
Startup 09/16 10:00 -3.01 Normal incoming load.
Startup 09/16 11:00 -3.05 Normal incoming load.
Startup 09/16 12:00 -3.15 Normal incoming load.
Startup 09/16 13:00 -3.23 Normal incoming load.
Startup 09/16 14:00 -3.22 Normal incoming load.
Startup 09/16 15:00 -3.21 Normal incoming load.
Startup 09/16 16:00 -3.07 Normal incoming load.
Startup 09/16 17:00 -2.85 Normal incoming load.
Startup 09/16 18:00 -2.78 Normal incoming load.
Startup 09/16 19:00 -2.84 Normal incoming load.
Startup 09/16 20:00 -2.85 Normal incoming load.
Startup 09/16 21:00 -2.79 Normal incoming load.
Startup 09/16 22:00 -2.76 Normal incoming load.
Startup 09/16 23:00 -2.8 Normal incoming load.
Startup 09/17 00:00 -2.7 Normal incoming load.
Startup 09/17 01:00 -2.72 Normal incoming load.
Startup 09/17 02:00 -2.72 Normal incoming load.
Startup 09/17 03:00 -2.75 Normal incoming load.
Startup 09/17 04:00 -2.79 Normal incoming load.
Startup 09/17 05:00 -2.92 Normal incoming load.
Startup 09/17 06:00 -2.99 Normal incoming load.
Startup 09/17 07:00 -2.99 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/17 08:00 -2.96 Normal incoming load.
Startup 09/17 09:00 -2.9 Normal incoming load.
Startup 09/17 10:00 -3.05 Normal incoming load.
Startup 09/17 11:00 -3.14 Normal incoming load.
Startup 09/17 12:00 -3.56 Normal incoming load.
Startup 09/17 13:00 -3.64 Normal incoming load.
Startup 09/17 14:00 -3.68 Normal incoming load.
Startup 09/17 15:00 -3.61 Normal incoming load.
Startup 09/17 16:00 -3.55 Normal incoming load.
Startup 09/17 17:00 -3.41 Normal incoming load.
Startup 09/17 18:00 -3.31 Normal incoming load.
Startup 09/17 19:00 -3.22 Normal incoming load.
Startup 09/17 20:00 -3.33 Normal incoming load.
Startup 09/17 21:00 -3.32 Normal incoming load.
Startup 09/17 22:00 -3.37 Normal incoming load.
Startup 09/17 23:00 -3.4 Normal incoming load.
Startup 09/18 00:00 -3.22 Normal incoming load.
Startup 09/18 01:00 -3.32 Normal incoming load.
Startup 09/18 02:00 -3.39 Normal incoming load.
Startup 09/18 03:00 -3.37 Normal incoming load.
Startup 09/18 04:00 -3.42 Normal incoming load.
Startup 09/18 05:00 -3.46 Normal incoming load.
Startup 09/18 06:00 -3.56 Normal incoming load.
Startup 09/18 07:00 -3.61 Normal incoming load.
Startup 09/18 08:00 -3.55 Normal incoming load.
Startup 09/18 09:00 -3.59 Normal incoming load.
Startup 09/18 10:00 -3.63 Normal incoming load.
Startup 09/18 11:00 -3.35 Normal incoming load.
Startup 09/18 12:00 -3.35 Normal incoming load.
Startup 09/18 13:00 -3.29 Normal incoming load.
Startup 09/18 14:00 -3.26 Normal incoming load.
Startup 09/18 15:00 -3.01 Normal incoming load.
Startup 09/18 16:00 -3.32 Normal incoming load.
Startup 09/18 17:00 -3.36 Normal incoming load.
Startup 09/18 18:00 -3.35 Normal incoming load.
Startup 09/18 19:00 -3.29 Normal incoming load.
Startup 09/18 20:00 -3.3 Normal incoming load.
Startup 09/18 21:00 -3.32 Normal incoming load.
Startup 09/18 22:00 -3.35 Normal incoming load.
Startup 09/18 23:00 -3.28 Normal incoming load.
Startup 09/19 00:00 -3.19 Normal incoming load.
Startup 09/19 01:00 -3.32 Normal incoming load.
Startup 09/19 02:00 -3.25 Normal incoming load.
Startup 09/19 03:00 -3.27 Normal incoming load.
Startup 09/19 04:00 -3.33 Normal incoming load.
Startup 09/19 05:00 -3.3 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/19 06:00 -3.3 Normal incoming load.
Startup 09/19 07:00 -3.3 Normal incoming load.
Startup 09/19 08:00 -3.19 Normal incoming load.
Startup 09/19 09:00 -3.19 Normal incoming load.
Startup 09/19 10:00 -3.34 Normal incoming load.
Startup 09/19 11:00 -3.22 Normal incoming load.
Startup 09/19 12:00 -3.03 Normal incoming load.
Startup 09/19 13:00 -2.98 Normal incoming load.
Startup 09/19 14:00 -3.1 Normal incoming load.
Startup 09/19 15:00 -3.08 Normal incoming load.
Startup 09/19 16:00 -3.2 Normal incoming load.
Startup 09/19 17:00 -3.28 Normal incoming load.
Startup 09/19 18:00 -3.21 Normal incoming load.
Startup 09/19 19:00 -3.25 Normal incoming load.
Startup 09/19 20:00 -3.14 Normal incoming load.
Startup 09/19 21:00 -3.22 Normal incoming load.
Startup 09/19 22:00 -3.17 Normal incoming load.
Startup 09/19 23:00 -3.11 Normal incoming load.
Startup 09/20 00:00 -3.08 Normal incoming load.
Startup 09/20 01:00 -3.16 Normal incoming load.
Startup 09/20 02:00 -3.17 Normal incoming load.
Startup 09/20 03:00 -3.13 Normal incoming load.
Startup 09/20 04:00 -3.22 Normal incoming load.
Startup 09/20 05:00 -3.24 Normal incoming load.
Startup 09/20 06:00 -3.19 Normal incoming load.
Startup 09/20 07:00 -3 Normal incoming load.
Startup 09/20 08:00 -2.8 Normal incoming load.
Startup 09/20 09:00 -2.84 Normal incoming load.
Startup 09/20 10:00 -2.95 Normal incoming load.
Startup 09/20 11:00 -2.93 Normal incoming load.
Startup 09/20 12:00 -2.89 Normal incoming load.
Startup 09/20 13:00 -2.97 Normal incoming load.
Startup 09/20 14:00 -2.97 Normal incoming load.
Startup 09/20 15:00 -2.92 Normal incoming load.
Startup 09/20 16:00 -2.85 Normal incoming load.
Startup 09/20 17:00 -2.9 Normal incoming load.
Startup 09/20 18:00 -2.92 Normal incoming load.
Startup 09/20 19:00 -2.9 Normal incoming load.
Startup 09/20 20:00 -2.85 Normal incoming load.
Startup 09/20 21:00 -2.92 Normal incoming load.
Startup 09/20 22:00 -2.89 Normal incoming load.
Startup 09/20 23:00 -2.91 Normal incoming load.
Startup 09/21 00:00 -2.84 Normal incoming load.
Startup 09/21 01:00 -2.89 Normal incoming load.
Startup 09/21 02:00 -2.91 Normal incoming load.
Startup 09/21 03:00 -2.95 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/21 04:00 -2.93 Normal incoming load.
Startup 09/21 05:00 -2.95 Normal incoming load.
Startup 09/21 06:00 -2.95 Normal incoming load.
Startup 09/21 07:00 -2.82 Normal incoming load.
Startup 09/21 08:00 -2.75 Normal incoming load.
Startup 09/21 09:00 -2.78 Normal incoming load.
Startup 09/21 10:00 -2.88 Normal incoming load.
Startup 09/21 11:00 -2.89 Normal incoming load.
Startup 09/21 12:00 -2.93 Normal incoming load.
Startup 09/21 13:00 -2.93 Normal incoming load.
Startup 09/21 14:00 -2.92 Normal incoming load.
Startup 09/21 15:00 -2.89 Normal incoming load.
Startup 09/21 16:00 -2.94 Normal incoming load.
Startup 09/21 17:00 -2.94 Normal incoming load.
Startup 09/21 18:00 -2.87 Normal incoming load.
Startup 09/21 19:00 -2.93 Normal incoming load.
Startup 09/21 20:00 -2.98 Normal incoming load.
Startup 09/21 21:00 -3.01 Normal incoming load.
Startup 09/21 22:00 -2.99 Normal incoming load.
Startup 09/21 23:00 -3.01 Normal incoming load.
Startup 09/22 00:00 -2.94 Normal incoming load.
Startup 09/22 01:00 -2.97 Normal incoming load.
Startup 09/22 02:00 -3.02 Normal incoming load.
Startup 09/22 03:00 -3.04 Normal incoming load.
Startup 09/22 04:00 -3.12 Normal incoming load.
Startup 09/22 05:00 -3.17 Normal incoming load.
Startup 09/22 06:00 -3.25 Normal incoming load.
Startup 09/22 07:00 -3.27 Normal incoming load.
Startup 09/22 08:00 -3.23 Normal incoming load.
Startup 09/22 09:00 -3.43 Normal incoming load.
Startup 09/22 10:00 -3.78 Normal incoming load.
Startup 09/22 11:00 -3.6 Normal incoming load.
Startup 09/22 12:00 -3.44 Normal incoming load.
Startup 09/22 13:00 -3.42 Normal incoming load.
Startup 09/22 14:00 -3.41 Normal incoming load.
Startup 09/22 15:00 -3.49 Normal incoming load.
Startup 09/22 16:00 -3.62 Normal incoming load.
Startup 09/22 17:00 -3.49 Normal incoming load.
Startup 09/22 18:00 -3.4 Normal incoming load.
Startup 09/22 19:00 -3.44 Normal incoming load.
Startup 09/22 20:00 -3.39 Normal incoming load.
Startup 09/22 21:00 -3.29 Normal incoming load.
Startup 09/22 22:00 -3.23 Normal incoming load.
Startup 09/22 23:00 -3.34 Normal incoming load.
Startup 09/23 00:00 -3.24 Normal incoming load.
Startup 09/23 01:00 -3.23 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/23 02:00 -3.18 Normal incoming load.
Startup 09/23 03:00 -3.2 Normal incoming load.
Startup 09/23 04:00 -3.27 Normal incoming load.
Startup 09/23 05:00 -3.36 Normal incoming load.
Startup 09/23 06:00 -3.55 Normal incoming load.
Startup 09/23 07:00 -3.57 Normal incoming load.
Startup 09/23 08:00 -3.55 Normal incoming load.
Startup 09/23 09:00 -3.64 Normal incoming load.
Startup 09/23 10:00 -3.75 Normal incoming load.
Startup 09/23 11:00 -3.69 Normal incoming load.
Startup 09/23 12:00 -3.54 Normal incoming load.
Startup 09/23 13:00 -3.51 Normal incoming load.
Startup 09/23 14:00 -3.41 Normal incoming load.
Startup 09/23 15:00 -3.56 Normal incoming load.
Startup 09/23 16:00 -3.68 Normal incoming load.
Startup 09/23 17:00 -3.5 Normal incoming load.
Startup 09/23 18:00 -3.43 Normal incoming load.
Startup 09/23 19:00 -3.55 Normal incoming load.
Startup 09/23 20:00 -3.61 Normal incoming load.
Startup 09/23 21:00 -3.56 Normal incoming load.
Startup 09/23 22:00 -3.49 Normal incoming load.
Startup 09/23 23:00 -3.43 Normal incoming load.
Startup 09/24 00:00 -3.32 Normal incoming load.
Startup 09/24 01:00 -3.34 Normal incoming load.
Startup 09/24 02:00 -3.35 Normal incoming load.
Startup 09/24 03:00 -3.37 Normal incoming load.
Startup 09/24 04:00 -3.38 Normal incoming load.
Startup 09/24 05:00 -3.52 Normal incoming load.
Startup 09/24 06:00 -3.58 Normal incoming load.
Startup 09/24 07:00 -3.62 Normal incoming load.
Startup 09/24 08:00 -3.33 Normal incoming load.
Startup 09/24 09:00 -3.26 Normal incoming load.
Startup 09/24 10:00 -3.29 Normal incoming load.
Startup 09/24 11:00 -3.35 Normal incoming load.
Startup 09/24 12:00 -3.38 Normal incoming load.
Startup 09/24 13:00 -3.3 Normal incoming load.
Startup 09/24 14:00 -3.43 Normal incoming load.
Startup 09/24 15:00 -3.36 Normal incoming load.
Startup 09/24 16:00 -3.17 Normal incoming load.
Startup 09/24 17:00 -3.08 Normal incoming load.
Startup 09/24 18:00 -3.01 Normal incoming load.
Startup 09/24 19:00 -3.14 Normal incoming load.
Startup 09/24 20:00 -3.03 Normal incoming load.
Startup 09/24 21:00 -3.09 Normal incoming load.
Startup 09/24 22:00 -3.02 Normal incoming load.
Startup 09/24 23:00 -3.04 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/25 00:00 -2.95 Normal incoming load.
Startup 09/25 01:00 -2.95 Normal incoming load.
Startup 09/25 02:00 -3 Normal incoming load.
Startup 09/25 03:00 -2.99 Normal incoming load.
Startup 09/25 04:00 -3.02 Normal incoming load.
Startup 09/25 05:00 -3.13 Normal incoming load.
Startup 09/25 06:00 -3.26 Normal incoming load.
Startup 09/25 07:00 -3.29 Normal incoming load.
Startup 09/25 08:00 -3.28 Normal incoming load.
Startup 09/25 09:00 -3.33 Normal incoming load.
Startup 09/25 10:00 -3.36 Normal incoming load.
Startup 09/25 11:00 -3.37 Normal incoming load.
Startup 09/25 12:00 -3.41 Normal incoming load.
Startup 09/25 13:00 -3.43 Normal incoming load.
Startup 09/25 14:00 -3.41 Normal incoming load.
Startup 09/25 15:00 -3.39 Normal incoming load.
Startup 09/25 16:00 -3.36 Normal incoming load.
Startup 09/25 17:00 -3.11 Normal incoming load.
Startup 09/25 18:00 -3.02 Normal incoming load.
Startup 09/25 19:00 -3.08 Normal incoming load.
Startup 09/25 20:00 -3.06 Normal incoming load.
Startup 09/25 21:00 -3.05 Normal incoming load.
Startup 09/25 22:00 -3.05 Normal incoming load.
Startup 09/25 23:00 -3.04 Normal incoming load.
Startup 09/26 00:00 -2.94 Normal incoming load.
Startup 09/26 01:00 -2.93 Normal incoming load.
Startup 09/26 02:00 -2.91 Normal incoming load.
Startup 09/26 03:00 -3.04 Normal incoming load.
Startup 09/26 04:00 -2.94 Normal incoming load.
Startup 09/26 05:00 -3.05 Normal incoming load.
Startup 09/26 06:00 -3.11 Normal incoming load.
Startup 09/26 07:00 -3.07 Normal incoming load.
Startup 09/26 08:00 -3.05 Normal incoming load.
Startup 09/26 09:00 -3.11 Normal incoming load.
Startup 09/26 10:00 -3.2 Normal incoming load.
Startup 09/26 11:00 -3.28 Normal incoming load.
Startup 09/26 12:00 -3.3 Normal incoming load.
Startup 09/26 13:00 -3.51 Normal incoming load.
Startup 09/26 14:00 -3.58 Normal incoming load.
Startup 09/26 15:00 -3.53 Normal incoming load.
Startup 09/26 16:00 -3.49 Normal incoming load.
Startup 09/26 17:00 -3.29 Normal incoming load.
Startup 09/26 18:00 -3.07 Normal incoming load.
Startup 09/26 19:00 -3.12 Normal incoming load.
Startup 09/26 20:00 -3.03 Normal incoming load.
Startup 09/26 21:00 -3.05 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/26 22:00 -3 Normal incoming load.
Startup 09/26 23:00 -3.05 Normal incoming load.
Startup 09/27 00:00 -2.9 Normal incoming load.
Startup 09/27 01:00 -3.02 Normal incoming load.
Startup 09/27 02:00 -3.01 Normal incoming load.
Startup 09/27 03:00 -3.05 Normal incoming load.
Startup 09/27 04:00 -3.04 Normal incoming load.
Startup 09/27 05:00 -3.02 Normal incoming load.
Startup 09/27 06:00 -3.01 Normal incoming load.
Startup 09/27 07:00 -2.96 Normal incoming load.
Startup 09/27 08:00 -2.93 Normal incoming load.
Startup 09/27 09:00 -2.93 Normal incoming load.
Startup 09/27 10:00 -2.92 Normal incoming load.
Startup 09/27 11:00 -2.88 Normal incoming load.
Startup 09/27 12:00 -2.9 Normal incoming load.
Startup 09/27 13:00 -3.02 Normal incoming load.
Startup 09/27 14:00 -2.8 Normal incoming load.
Startup 09/27 15:00 -2.72 Normal incoming load.
Startup 09/27 16:00 -2.73 Normal incoming load.
Startup 09/27 17:00 -2.7 Normal incoming load.
Startup 09/27 18:00 -2.72 Normal incoming load.
Startup 09/27 19:00 -2.76 Normal incoming load.
Startup 09/27 20:00 -2.79 Normal incoming load.
Startup 09/27 21:00 -2.75 Normal incoming load.
Startup 09/27 22:00 -2.78 Normal incoming load.
Startup 09/27 23:00 -2.81 Normal incoming load.
Startup 09/28 00:00 -2.66 Normal incoming load.
Startup 09/28 01:00 -2.75 Normal incoming load.
Startup 09/28 02:00 -2.76 Normal incoming load.
Startup 09/28 03:00 -2.76 Normal incoming load.
Startup 09/28 04:00 -2.76 Normal incoming load.
Startup 09/28 05:00 -2.76 Normal incoming load.
Startup 09/28 06:00 -2.76 Normal incoming load.
Startup 09/28 07:00 -2.59 Normal incoming load.
Startup 09/28 08:00 -2.64 Normal incoming load.
Startup 09/28 09:00 -2.64 Normal incoming load.
Startup 09/28 10:00 -2.62 Normal incoming load.
Startup 09/28 11:00 -2.56 Normal incoming load.
Startup 09/28 12:00 -2.55 Normal incoming load.
Startup 09/28 13:00 -2.65 Normal incoming load.
Startup 09/28 14:00 -2.71 Normal incoming load.
Startup 09/28 15:00 -2.75 Normal incoming load.
Startup 09/28 16:00 -2.7 Normal incoming load.
Startup 09/28 17:00 -2.76 Normal incoming load.
Startup 09/28 18:00 -2.67 Normal incoming load.
Startup 09/28 19:00 -2.77 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 09/28 20:00 -2.79 Normal incoming load.
Startup 09/28 21:00 -2.76 Normal incoming load.
Startup 09/28 22:00 -2.77 Normal incoming load.
Startup 09/28 23:00 -2.76 Normal incoming load.
Startup 09/29 00:00 -2.63 Normal incoming load.
Startup 09/29 01:00 -2.72 Normal incoming load.
Startup 09/29 02:00 -2.76 Normal incoming load.
Startup 09/29 03:00 -2.76 Normal incoming load.
Startup 09/29 04:00 -2.79 Normal incoming load.
Startup 09/29 05:00 -2.86 Normal incoming load.
Startup 09/29 06:00 -2.98 Normal incoming load.
Startup 09/29 07:00 -3 Normal incoming load.
Startup 09/29 08:00 -2.98 Normal incoming load.
Startup 09/29 09:00 -2.96 Normal incoming load.
Startup 09/29 10:00 -3.05 Normal incoming load.
Startup 09/29 11:00 -3.21 Normal incoming load.
Startup 09/29 12:00 -3.24 Normal incoming load.
Startup 09/29 13:00 -3.21 Normal incoming load.
Startup 09/29 14:00 -3.26 Normal incoming load.
Startup 09/29 15:00 -3.2 Normal incoming load.
Startup 09/29 16:00 -3.3 Normal incoming load.
Startup 09/29 17:00 -3.26 Normal incoming load.
Startup 09/29 18:00 -3.13 Normal incoming load.
Startup 09/29 19:00 -3.13 Normal incoming load.
Startup 09/29 20:00 -3.18 Normal incoming load.
Startup 09/29 21:00 -3.17 Normal incoming load.
Startup 09/29 22:00 -3.12 Normal incoming load.
Startup 09/29 23:00 -3.15 Normal incoming load.
Startup 09/30 00:00 -3.02 Normal incoming load.
Startup 09/30 01:00 -3.08 Normal incoming load.
Startup 09/30 02:00 -3.11 Normal incoming load.
Startup 09/30 03:00 -3.09 Normal incoming load.
Startup 09/30 04:00 -3.11 Normal incoming load.
Startup 09/30 05:00 -3.24 Normal incoming load.
Startup 09/30 06:00 -3.28 Normal incoming load.
Startup 09/30 07:00 -3.34 Normal incoming load.
Startup 09/30 08:00 -3.32 Normal incoming load.
Startup 09/30 09:00 -3.45 Normal incoming load.
Startup 09/30 10:00 -3.52 Normal incoming load.
Startup 09/30 11:00 -3.53 Normal incoming load.
Startup 09/30 12:00 -3.55 Normal incoming load.
Startup 09/30 13:00 -3.62 Normal incoming load.
Startup 09/30 14:00 -3.63 Normal incoming load.
Startup 09/30 15:00 -3.79 Normal incoming load.
Startup 09/30 16:00 -3.67 Normal incoming load.
Startup 09/30 17:00 -3.56 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
Date Time Mwe Operating Comments

Startup 09/30 18:00 -3.53 Normal incoming load.
Startup 09/30 19:00 -3.57 Normal incoming load.
Startup 09/30 20:00 -3.4 Normal incoming load.
Startup 09/30 21:00 -3.32 Normal incoming load.
Startup 09/30 22:00 -3.3 Normal incoming load.
Startup 09/30 23:00 -3.3 Normal incoming load.
Startup Total September -6,686.03 Data looks AOK  including a FORCED OUTAGE
Startup 10/01 00:00 -3.18 Normal incoming load.
Startup 10/01 01:00 -3.34 Normal incoming load.
Startup 10/01 02:00 -3.37 Normal incoming load.
Startup 10/01 03:00 -3.35 Normal incoming load.
Startup 10/01 04:00 -3.41 Normal incoming load.
Startup 10/01 05:00 -3.29 Normal incoming load.
Startup 10/01 06:00 -3.06 Normal incoming load.
Startup 10/01 07:00 -3.29 Normal incoming load.
Startup 10/01 08:00 -3.28 Normal incoming load.
Startup 10/01 09:00 -3.42 Normal incoming load.
Startup 10/01 10:00 -3.5 Normal incoming load.
Startup 10/01 11:00 -3.53 Normal incoming load.
Startup 10/01 12:00 -3.55 Normal incoming load.
Startup 10/01 13:00 -3.55 Normal incoming load.
Startup 10/01 14:00 -3.57 Normal incoming load.
Startup 10/01 15:00 -3.58 Normal incoming load.
Startup 10/01 16:00 -3.74 Normal incoming load.
Startup 10/01 17:00 -3.53 Normal incoming load.
Startup 10/01 18:00 -3.46 Normal incoming load.
Startup 10/01 19:00 -3.5 Normal incoming load.
Startup 10/01 20:00 -3.44 Normal incoming load.
Startup 10/01 21:00 -3.52 Normal incoming load.
Startup 10/01 22:00 -3.46 Normal incoming load.
Startup 10/01 23:00 -3.46 Normal incoming load.
Startup 10/02 00:00 -3.29 Normal incoming load.
Startup 10/02 01:00 -3.31 Normal incoming load.
Startup 10/02 02:00 -3.29 Normal incoming load.
Startup 10/02 03:00 -3.3 Normal incoming load.
Startup 10/02 04:00 -3.3 Normal incoming load.
Startup 10/02 05:00 -3.39 Normal incoming load.
Startup 10/02 06:00 -3.52 Normal incoming load.
Startup 10/02 07:00 -3.59 Normal incoming load.
Startup 10/02 08:00 -3.5 Normal incoming load.
Startup 10/02 09:00 -3.44 Normal incoming load.
Startup 10/02 10:00 -3.5 Normal incoming load.
Startup 10/02 11:00 -3.55 Normal incoming load.
Startup 10/02 12:00 -3.62 Normal incoming load.
Startup 10/02 13:00 -3.47 Normal incoming load.
Startup 10/02 14:00 -3.49 Normal incoming load.
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2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
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ISO Meter
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Startup 10/02 15:00 -3.5 Normal incoming load.
Startup 10/02 16:00 -3.43 Normal incoming load.
Startup 10/02 17:00 -3.29 Normal incoming load.
Startup 10/02 18:00 -3.13 Normal incoming load.
Startup 10/02 19:00 -3.19 Normal incoming load.
Startup 10/02 20:00 -3.15 Normal incoming load.
Startup 10/02 21:00 -3.07 Normal incoming load.
Startup 10/02 22:00 -3.03 Normal incoming load.
Startup 10/02 23:00 -3.04 Normal incoming load.
Startup 10/03 00:00 -2.88 Normal incoming load.
Startup 10/03 01:00 -2.98 Normal incoming load.
Startup 10/03 02:00 -3.05 Normal incoming load.
Startup 10/03 03:00 -3.05 Normal incoming load.
Startup 10/03 04:00 -3.09 Normal incoming load.
Startup 10/03 05:00 -2.98 Normal incoming load.
Startup 10/03 06:00 -3.08 Normal incoming load.
Startup 10/03 07:00 -3.07 Normal incoming load.
Startup 10/03 08:00 -2.97 Normal incoming load.
Startup 10/03 09:00 -3.03 Normal incoming load.
Startup 10/03 10:00 -3.03 Normal incoming load.
Startup 10/03 11:00 -3.15 Normal incoming load.
Startup 10/03 12:00 -3.11 Normal incoming load.
Startup 10/03 13:00 -3.2 Normal incoming load.
Startup 10/03 14:00 -3.2 Normal incoming load.
Startup 10/03 15:00 -3.13 Normal incoming load.
Startup 10/03 16:00 -3.23 Normal incoming load.
Startup 10/03 17:00 -3.06 Normal incoming load.
Startup 10/03 18:00 -3.01 Normal incoming load.
Startup 10/03 19:00 -3.26 Normal incoming load.
Startup 10/03 20:00 -3.27 Normal incoming load.
Startup 10/03 21:00 -3.27 Normal incoming load.
Startup 10/03 22:00 -3.21 Normal incoming load.
Startup 10/03 23:00 -3.2 Normal incoming load.
Startup 10/04 00:00 -3.14 Normal incoming load.
Startup 10/04 01:00 -3.28 Normal incoming load.
Startup 10/04 02:00 -3.19 Normal incoming load.
Startup 10/04 03:00 -3.21 Normal incoming load.
Startup 10/04 04:00 -3.21 Normal incoming load.
Startup 10/04 05:00 -3.22 Normal incoming load.
Startup 10/04 06:00 -3.2 Normal incoming load.
Startup 10/04 07:00 -3.2 Normal incoming load.
Startup 10/04 08:00 -3.15 Normal incoming load.
Startup 10/04 09:00 -2.82 Normal incoming load.
Startup 10/04 10:00 -2.84 Normal incoming load.
Startup 10/04 11:00 -2.86 Normal incoming load.
Startup 10/04 12:00 -2.94 Normal incoming load.
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Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 10/04 13:00 -3.05 Normal incoming load.
Startup 10/04 14:00 -3.02 Normal incoming load.
Startup 10/04 15:00 -3.02 Normal incoming load.
Startup 10/04 16:00 -3.01 Normal incoming load.
Startup 10/04 17:00 -2.99 Normal incoming load.
Startup 10/04 18:00 -3 Normal incoming load.
Startup 10/04 19:00 -3.01 Normal incoming load.
Startup 10/04 20:00 -3.02 Normal incoming load.
Startup 10/04 21:00 -3.02 Normal incoming load.
Startup 10/04 22:00 -3 Normal incoming load.
Startup 10/04 23:00 -2.98 Normal incoming load.
Startup 10/05 00:00 -2.84 Normal incoming load.
Startup 10/05 01:00 -3.02 Normal incoming load.
Startup 10/05 02:00 -2.99 Normal incoming load.
Startup 10/05 03:00 -2.98 Normal incoming load.
Startup 10/05 04:00 -2.95 Normal incoming load.
Startup 10/05 05:00 -2.96 Normal incoming load.
Startup 10/05 06:00 -2.97 Normal incoming load.
Startup 10/05 07:00 -2.96 Normal incoming load.
Startup 10/05 08:00 -2.87 Normal incoming load.
Startup 10/05 09:00 -2.86 Normal incoming load.
Startup 10/05 10:00 -2.95 Normal incoming load.
Startup 10/05 11:00 -2.99 Normal incoming load.
Startup 10/05 12:00 -2.99 Normal incoming load.
Startup 10/05 13:00 -2.99 Normal incoming load.
Startup 10/05 14:00 -3.04 Normal incoming load.
Startup 10/05 15:00 -3.07 Normal incoming load.
Startup 10/05 16:00 -3.06 Normal incoming load.
Startup 10/05 17:00 -3.01 Normal incoming load.
Startup 10/05 18:00 -3.04 Normal incoming load.
Startup 10/05 19:00 -3.35 Normal incoming load.
Startup 10/05 20:00 -2.86 Normal incoming load.
Startup 10/05 21:00 -3.1 Normal incoming load.
Startup 10/05 22:00 -3.24 Normal incoming load.
Startup 10/05 23:00 -2.98 Normal incoming load.
Startup 10/06 00:00 -2.85 Normal incoming load.
Startup 10/06 01:00 -2.98 Normal incoming load.
Startup 10/06 02:00 -2.91 Normal incoming load.
Startup 10/06 03:00 -3 Normal incoming load.
Startup 10/06 04:00 -3 Normal incoming load.
Startup 10/06 05:00 -3.11 Normal incoming load.
Startup 10/06 06:00 -3.3 Normal incoming load.
Startup 10/06 07:00 -3.09 Normal incoming load.
Startup 10/06 08:00 -3.03 Normal incoming load.
Startup 10/06 09:00 -3.19 Normal incoming load.
Startup 10/06 10:00 -3.35 Normal incoming load.

Start-Up Load 146 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 10/06 11:00 -3.58 Normal incoming load.
Startup 10/06 12:00 -3.57 Normal incoming load.
Startup 10/06 13:00 -3.57 Normal incoming load.
Startup 10/06 14:00 -3.54 Normal incoming load.
Startup 10/06 15:00 -3.61 Normal incoming load.
Startup 10/06 16:00 -3.46 Normal incoming load.
Startup 10/06 17:00 -3.4 Normal incoming load.
Startup 10/06 18:00 -3.3 Normal incoming load.
Startup 10/06 19:00 -3.34 Normal incoming load.
Startup 10/06 20:00 -3.26 Normal incoming load.
Startup 10/06 21:00 -3.21 Normal incoming load.
Startup 10/06 22:00 -3.1 Normal incoming load.
Startup 10/06 23:00 -3.1 Normal incoming load.
Startup 10/07 00:00 -3.09 Normal incoming load.
Startup 10/07 01:00 -3.24 Normal incoming load.
Startup 10/07 02:00 -3.26 Normal incoming load.
Startup 10/07 03:00 -3.09 Normal incoming load.
Startup 10/07 04:00 -3.18 Normal incoming load.
Startup 10/07 05:00 -3.37 Normal incoming load.
Startup 10/07 06:00 -3.55 Normal incoming load.
Startup 10/07 07:00 -3.62 Normal incoming load.
Startup 10/07 08:00 -3.62 Normal incoming load.
Startup 10/07 09:00 -3.61 Normal incoming load.
Startup 10/07 10:00 -3.73 Normal incoming load.
Startup 10/07 11:00 -3.77 Normal incoming load.
Startup 10/07 12:00 -3.83 Normal incoming load.
Startup 10/07 13:00 -3.75 Normal incoming load.
Startup 10/07 14:00 -3.75 Normal incoming load.
Startup 10/07 15:00 -3.74 Normal incoming load.
Startup 10/07 16:00 -3.56 Normal incoming load.
Startup 10/07 17:00 -3.49 Normal incoming load.
Startup 10/07 18:00 -3.3 Normal incoming load.
Startup 10/07 19:00 -3.29 Normal incoming load.
Startup 10/07 20:00 -3.28 Normal incoming load.
Startup 10/07 21:00 -3.24 Normal incoming load.
Startup 10/07 22:00 -3.19 Normal incoming load.
Startup 10/07 23:00 -3.13 Normal incoming load.
Startup 10/08 00:00 -3.09 Normal incoming load.
Startup 10/08 01:00 -3.11 Normal incoming load.
Startup 10/08 02:00 -3.2 Normal incoming load.
Startup 10/08 03:00 -3.22 Normal incoming load.
Startup 10/08 04:00 -3.14 Normal incoming load.
Startup 10/08 05:00 -3.23 Normal incoming load.
Startup 10/08 06:00 -3.35 Normal incoming load.
Startup 10/08 07:00 -3.37 Normal incoming load.
Startup 10/08 08:00 -3.43 Normal incoming load.
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Startup 10/08 09:00 -3.52 Normal incoming load.
Startup 10/08 10:00 -3.59 Normal incoming load.
Startup 10/08 11:00 -3.66 Normal incoming load.
Startup 10/08 12:00 -3.68 Normal incoming load.
Startup 10/08 13:00 -3.63 Normal incoming load.
Startup 10/08 14:00 -3.67 Normal incoming load.
Startup 10/08 15:00 -3.63 Normal incoming load.
Startup 10/08 16:00 -3.52 Normal incoming load.
Startup 10/08 17:00 -3.34 Normal incoming load.
Startup 10/08 18:00 -3.23 Normal incoming load.
Startup 10/08 19:00 -3.26 Normal incoming load.
Startup 10/08 20:00 -3.17 Normal incoming load.
Startup 10/08 21:00 -3.18 Normal incoming load.
Startup 10/08 22:00 -3.15 Normal incoming load.
Startup 10/08 23:00 -3.1 Normal incoming load.
Startup 10/09 00:00 -3.02 Normal incoming load.
Startup 10/09 01:00 -3.06 Normal incoming load.
Startup 10/09 02:00 -3.06 Normal incoming load.
Startup 10/09 03:00 -3.13 Normal incoming load.
Startup 10/09 04:00 -3.17 Normal incoming load.
Startup 10/09 05:00 -3.19 Normal incoming load.
Startup 10/09 06:00 -3.32 Normal incoming load.
Startup 10/09 07:00 -3.34 Normal incoming load.
Startup 10/09 08:00 -3.28 Normal incoming load.
Startup 10/09 09:00 -3.35 Normal incoming load.
Startup 10/09 10:00 -3.46 Normal incoming load.
Startup 10/09 11:00 -3.52 Normal incoming load.
Startup 10/09 12:00 -3.53 Normal incoming load.
Startup 10/09 13:00 -3.54 Normal incoming load.
Startup 10/09 14:00 -3.52 Normal incoming load.
Startup 10/09 15:00 -3.43 Normal incoming load.
Startup 10/09 16:00 -3.35 Normal incoming load.
Startup 10/09 17:00 -3.2 Normal incoming load.
Startup 10/09 18:00 -3.15 Normal incoming load.
Startup 10/09 19:00 -3.21 Normal incoming load.
Startup 10/09 20:00 -3.17 Normal incoming load.
Startup 10/09 21:00 -3.17 Normal incoming load.
Startup 10/09 22:00 -3.14 Normal incoming load.
Startup 10/09 23:00 -3.13 Normal incoming load.
Startup 10/10 00:00 -3.02 Normal incoming load.
Startup 10/10 01:00 -3.1 Normal incoming load.
Startup 10/10 02:00 -3.09 Normal incoming load.
Startup 10/10 03:00 -3.07 Normal incoming load.
Startup 10/10 04:00 -3.12 Normal incoming load.
Startup 10/10 05:00 -3.18 Normal incoming load.
Startup 10/10 06:00 -3.2 Normal incoming load.
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Startup 10/10 07:00 -3.24 Normal incoming load.
Startup 10/10 08:00 -3.16 Normal incoming load.
Startup 10/10 09:00 -3.14 Normal incoming load.
Startup 10/10 10:00 -3.22 Normal incoming load.
Startup 10/10 11:00 -3.31 Normal incoming load.
Startup 10/10 12:00 -3.28 Normal incoming load.
Startup 10/10 13:00 -3.37 Normal incoming load.
Startup 10/10 14:00 -3.27 Normal incoming load.
Startup 10/10 15:00 -3.12 Normal incoming load.
Startup 10/10 16:00 -3.05 Normal incoming load.
Startup 10/10 17:00 -3 Normal incoming load.
Startup 10/10 18:00 -3.04 Normal incoming load.
Startup 10/10 19:00 -3.18 Normal incoming load.
Startup 10/10 20:00 -3.17 Normal incoming load.
Startup 10/10 21:00 -3.17 Normal incoming load.
Startup 10/10 22:00 -3.13 Normal incoming load.
Startup 10/10 23:00 -3.1 Normal incoming load.
Startup 10/11 00:00 -3.13 Normal incoming load.
Startup 10/11 01:00 -3.2 Normal incoming load.
Startup 10/11 02:00 -3.18 Normal incoming load.
Startup 10/11 03:00 -3.19 Normal incoming load.
Startup 10/11 04:00 -3.18 Normal incoming load.
Startup 10/11 05:00 -3.24 Normal incoming load.
Startup 10/11 06:00 -3.26 Normal incoming load.
Startup 10/11 07:00 -3.25 Normal incoming load.
Startup 10/11 08:00 -3.22 Normal incoming load.
Startup 10/11 09:00 -3.09 Normal incoming load.
Startup 10/11 10:00 -3.24 Normal incoming load.
Startup 10/11 11:00 -3.27 Normal incoming load.
Startup 10/11 12:00 -3.08 Normal incoming load.
Startup 10/11 13:00 -3.02 Normal incoming load.
Startup 10/11 14:00 -3.09 Normal incoming load.
Startup 10/11 15:00 -3.15 Normal incoming load.
Startup 10/11 16:00 -2.91 Normal incoming load.
Startup 10/11 17:00 -2.88 Normal incoming load.
Startup 10/11 18:00 -2.98 Normal incoming load.
Startup 10/11 19:00 -3.13 Normal incoming load.
Startup 10/11 20:00 -3.15 Normal incoming load.
Startup 10/11 21:00 -3.14 Normal incoming load.
Startup 10/11 22:00 -3.02 Normal incoming load.
Startup 10/11 23:00 -3.05 Normal incoming load.
Startup 10/12 00:00 -3.05 Normal incoming load.
Startup 10/12 01:00 -3.12 Normal incoming load.
Startup 10/12 02:00 -3.13 Normal incoming load.
Startup 10/12 03:00 -3.13 Normal incoming load.
Startup 10/12 04:00 -3.17 Normal incoming load.
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Startup 10/12 05:00 -3.27 Normal incoming load.
Startup 10/12 06:00 -3.15 Normal incoming load.
Startup 10/12 07:00 -3.19 Normal incoming load.
Startup 10/12 08:00 -3.08 Normal incoming load.
Startup 10/12 09:00 -2.99 Normal incoming load.
Startup 10/12 10:00 -2.94 Normal incoming load.
Startup 10/12 11:00 -2.91 Normal incoming load.
Startup 10/12 12:00 -2.92 Normal incoming load.
Startup 10/12 13:00 -2.86 Normal incoming load.
Startup 10/12 14:00 -2.92 Normal incoming load.
Startup 10/12 15:00 -2.92 Normal incoming load.
Startup 10/12 16:00 -2.91 Normal incoming load.
Startup 10/12 17:00 -2.91 Normal incoming load.
Startup 10/12 18:00 -2.93 Normal incoming load.
Startup 10/12 19:00 -3.04 Normal incoming load.
Startup 10/12 20:00 -3.07 Normal incoming load.
Startup 10/12 21:00 -3.06 Normal incoming load.
Startup 10/12 22:00 -3.09 Normal incoming load.
Startup 10/12 23:00 -3.04 Normal incoming load.
Startup 10/13 00:00 -2.98 Normal incoming load.
Startup 10/13 01:00 -3.02 Normal incoming load.
Startup 10/13 02:00 -3.04 Normal incoming load.
Startup 10/13 03:00 -3.04 Normal incoming load.
Startup 10/13 04:00 -3.12 Normal incoming load.
Startup 10/13 05:00 -3.19 Normal incoming load.
Startup 10/13 06:00 -3.27 Normal incoming load.
Startup 10/13 07:00 -3.33 Normal incoming load.
Startup 10/13 08:00 -3.36 Normal incoming load.
Startup 10/13 09:00 -3.34 Normal incoming load.
Startup 10/13 10:00 -3.34 Normal incoming load.
Startup 10/13 11:00 -3.41 Normal incoming load.
Startup 10/13 12:00 -3.57 Normal incoming load.
Startup 10/13 13:00 -3.49 Normal incoming load.
Startup 10/13 14:00 -3.55 Normal incoming load.
Startup 10/13 15:00 -3.45 Normal incoming load.
Startup 10/13 16:00 -3.08 Normal incoming load.
Startup 10/13 17:00 -3 Normal incoming load.
Startup 10/13 18:00 -2.78 Normal incoming load.
Startup 10/13 19:00 -2.77 Normal incoming load.
Startup 10/13 20:00 -2.74 Normal incoming load.
Startup 10/13 21:00 -2.75 Normal incoming load.
Startup 10/13 22:00 -2.86 Normal incoming load.
Startup 10/13 23:00 -2.85 Normal incoming load.
Startup 10/14 00:00 -2.7 Normal incoming load.
Startup 10/14 01:00 -2.79 Normal incoming load.
Startup 10/14 02:00 -2.82 Normal incoming load.
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Startup 10/14 03:00 -2.8 Normal incoming load.
Startup 10/14 04:00 -3.01 Normal incoming load.
Startup 10/14 05:00 -3.01 Normal incoming load.
Startup 10/14 06:00 -3.01 Normal incoming load.
Startup 10/14 07:00 -3.01 Normal incoming load.
Startup 10/14 08:00 -3.01 Normal incoming load.
Startup 10/14 09:00 -2.99 Normal incoming load.
Startup 10/14 10:00 -3.02 Normal incoming load.
Startup 10/14 11:00 -3.13 Normal incoming load.
Startup 10/14 12:00 -3.28 Normal incoming load.
Startup 10/14 13:00 -3.24 Normal incoming load.
Startup 10/14 14:00 -3.22 Normal incoming load.
Startup 10/14 15:00 -3.18 Normal incoming load.
Startup 10/14 16:00 -3.02 Normal incoming load.
Startup 10/14 17:00 -2.94 Normal incoming load.
Startup 10/14 18:00 -2.94 Normal incoming load.
Startup 10/14 19:00 -2.83 Normal incoming load.
Startup 10/14 20:00 -2.84 Normal incoming load.
Startup 10/14 21:00 -2.81 Normal incoming load.
Startup 10/14 22:00 -2.8 Normal incoming load.
Startup 10/14 23:00 -2.81 Normal incoming load.
Startup 10/15 00:00 -2.7 Normal incoming load.
Startup 10/15 01:00 -2.81 Normal incoming load.
Startup 10/15 02:00 -2.82 Normal incoming load.
Startup 10/15 03:00 -2.8 Normal incoming load.
Startup 10/15 04:00 -2.9 Normal incoming load.
Startup 10/15 05:00 -2.97 Normal incoming load.
Startup 10/15 06:00 -3.02 Normal incoming load.
Startup 10/15 07:00 -3.03 Normal incoming load.
Startup 10/15 08:00 -3.05 Normal incoming load.
Startup 10/15 09:00 -3.09 Normal incoming load.
Startup 10/15 10:00 -3.18 Normal incoming load.
Startup 10/15 11:00 -3.32 Normal incoming load.
Startup 10/15 12:00 -3.31 Normal incoming load.
Startup 10/15 13:00 -3.37 Normal incoming load.
Startup 10/15 14:00 -3.36 Normal incoming load.
Startup 10/15 15:00 -3.39 Normal incoming load.
Startup 10/15 16:00 -3.29 Normal incoming load.
Startup 10/15 17:00 -3.1 Normal incoming load.
Startup 10/15 18:00 -3.08 Normal incoming load.
Startup 10/15 19:00 -2.95 Normal incoming load.
Startup 10/15 20:00 -2.83 Normal incoming load.
Startup 10/15 21:00 -2.83 Normal incoming load.
Startup 10/15 22:00 -2.82 Normal incoming load.
Startup 10/15 23:00 -2.79 Normal incoming load.
Startup 10/16 00:00 -2.77 Normal incoming load.
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Startup 10/16 01:00 -2.85 Normal incoming load.
Startup 10/16 02:00 -2.86 Normal incoming load.
Startup 10/16 03:00 -2.86 Normal incoming load.
Startup 10/16 04:00 -2.98 Normal incoming load.
Startup 10/16 05:00 -3.09 Normal incoming load.
Startup 10/16 06:00 -3.21 Normal incoming load.
Startup 10/16 07:00 -3.19 Normal incoming load.
Startup 10/16 08:00 -3.18 Normal incoming load.
Startup 10/16 09:00 -3.3 Normal incoming load.
Startup 10/16 10:00 -3.28 Normal incoming load.
Startup 10/16 11:00 -3.27 Normal incoming load.
Startup 10/16 12:00 -3.4 Normal incoming load.
Startup 10/16 13:00 -3.43 Normal incoming load.
Startup 10/16 14:00 -3.41 Normal incoming load.
Startup 10/16 15:00 -3.39 Normal incoming load.
Startup 10/16 16:00 -3.26 Normal incoming load.
Startup 10/16 17:00 -3.03 Normal incoming load.
Startup 10/16 18:00 -2.94 Normal incoming load.
Startup 10/16 19:00 -2.87 Normal incoming load.
Startup 10/16 20:00 -2.79 Normal incoming load.
Startup 10/16 21:00 -2.88 Normal incoming load.
Startup 10/16 22:00 -2.93 Normal incoming load.
Startup 10/16 23:00 -2.83 Normal incoming load.
Startup 10/17 00:00 -2.74 Normal incoming load.
Startup 10/17 01:00 -2.79 Normal incoming load.
Startup 10/17 02:00 -2.8 Normal incoming load.
Startup 10/17 03:00 -2.76 Normal incoming load.
Startup 10/17 04:00 -2.78 Normal incoming load.
Startup 10/17 05:00 -2.81 Normal incoming load.
Startup 10/17 06:00 -2.86 Normal incoming load.
Startup 10/17 07:00 -2.88 Normal incoming load.
Startup 10/17 08:00 -2.8 Normal incoming load.
Startup 10/17 09:00 -2.99 Normal incoming load.
Startup 10/17 10:00 -3.07 Normal incoming load.
Startup 10/17 11:00 -3.09 Normal incoming load.
Startup 10/17 12:00 -3.14 Normal incoming load.
Startup 10/17 13:00 -3.16 Normal incoming load.
Startup 10/17 14:00 -3.14 Normal incoming load.
Startup 10/17 15:00 -3.02 Normal incoming load.
Startup 10/17 16:00 -2.91 Normal incoming load.
Startup 10/17 17:00 -2.61 Normal incoming load.
Startup 10/17 18:00 -2.66 Normal incoming load.
Startup 10/17 19:00 -2.77 Normal incoming load.
Startup 10/17 20:00 -2.74 Normal incoming load.
Startup 10/17 21:00 -2.72 Normal incoming load.
Startup 10/17 22:00 -2.71 Normal incoming load.
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Startup 10/17 23:00 -2.69 Normal incoming load.
Startup 10/18 00:00 -2.62 Normal incoming load.
Startup 10/18 01:00 -2.7 Normal incoming load.
Startup 10/18 02:00 -2.73 Normal incoming load.
Startup 10/18 03:00 -2.71 Normal incoming load.
Startup 10/18 04:00 -2.72 Normal incoming load.
Startup 10/18 05:00 -2.73 Normal incoming load.
Startup 10/18 06:00 -2.74 Normal incoming load.
Startup 10/18 07:00 -2.67 Normal incoming load.
Startup 10/18 08:00 -2.62 Normal incoming load.
Startup 10/18 09:00 -2.72 Normal incoming load.
Startup 10/18 10:00 -2.79 Normal incoming load.
Startup 10/18 11:00 -2.73 Normal incoming load.
Startup 10/18 12:00 -2.7 Normal incoming load.
Startup 10/18 13:00 -2.73 Normal incoming load.
Startup 10/18 14:00 -2.76 Normal incoming load.
Startup 10/18 15:00 -2.83 Normal incoming load.
Startup 10/18 16:00 -2.68 Normal incoming load.
Startup 10/18 17:00 -2.61 Normal incoming load.
Startup 10/18 18:00 -2.67 Normal incoming load.
Startup 10/18 19:00 -2.76 Normal incoming load.
Startup 10/18 20:00 -2.79 Normal incoming load.
Startup 10/18 21:00 -2.99 Normal incoming load.
Startup 10/18 22:00 -3.03 Normal incoming load.
Startup 10/18 23:00 -3.01 Normal incoming load.
Startup 10/19 00:00 -3.03 Normal incoming load.
Startup 10/19 01:00 -3.08 Normal incoming load.
Startup 10/19 02:00 -3.1 Normal incoming load.
Startup 10/19 03:00 -2.79 Normal incoming load.
Startup 10/19 04:00 -2.82 Normal incoming load.
Startup 10/19 05:00 -3.07 Normal incoming load.
Startup 10/19 06:00 -3.12 Normal incoming load.
Startup 10/19 07:00 -2.98 Normal incoming load.
Startup 10/19 08:00 -2.68 Normal incoming load.
Startup 10/19 09:00 -2.7 Normal incoming load.
Startup 10/19 10:00 -2.72 Normal incoming load.
Startup 10/19 11:00 -2.83 Normal incoming load.
Startup 10/19 12:00 -3.05 Normal incoming load.
Startup 10/19 13:00 -3.04 Normal incoming load.
Startup 10/19 14:00 -2.98 Normal incoming load.
Startup 10/19 15:00 -2.95 Normal incoming load.
Startup 10/19 16:00 -2.93 Normal incoming load.
Startup 10/19 17:00 -2.96 Normal incoming load.
Startup 10/19 18:00 -3.03 Normal incoming load.
Startup 10/19 19:00 -3.09 Normal incoming load.
Startup 10/19 20:00 -3.1 Normal incoming load.

Start-Up Load 153 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 10/19 21:00 -3.12 Normal incoming load.
Startup 10/19 22:00 -3.1 Normal incoming load.
Startup 10/19 23:00 -3.07 Normal incoming load.
Startup 10/20 00:00 -3.01 Normal incoming load.
Startup 10/20 01:00 -3.09 Normal incoming load.
Startup 10/20 02:00 -3.09 Normal incoming load.
Startup 10/20 03:00 -3.09 Normal incoming load.
Startup 10/20 04:00 -3.19 Normal incoming load.
Startup 10/20 05:00 -3.37 Normal incoming load.
Startup 10/20 06:00 -3.42 Normal incoming load.
Startup 10/20 07:00 -3.5 Normal incoming load.
Startup 10/20 08:00 -3.46 Normal incoming load.
Startup 10/20 09:00 -3.46 Normal incoming load.
Startup 10/20 10:00 -3.45 Normal incoming load.
Startup 10/20 11:00 -3.43 Normal incoming load.
Startup 10/20 12:00 -3.35 Normal incoming load.
Startup 10/20 13:00 -3.3 Normal incoming load.
Startup 10/20 14:00 -3.03 Normal incoming load.
Startup 10/20 15:00 -3.27 Normal incoming load.
Startup 10/20 16:00 -3.47 Normal incoming load.
Startup 10/20 17:00 -3.43 Normal incoming load.
Startup 10/20 18:00 -3.38 Normal incoming load.
Startup 10/20 19:00 -3.43 Normal incoming load.
Startup 10/20 20:00 -3.41 Normal incoming load.
Startup 10/20 21:00 -3.41 Normal incoming load.
Startup 10/20 22:00 -3.39 Normal incoming load.
Startup 10/20 23:00 -3.42 Normal incoming load.
Startup 10/21 00:00 -3.3 Normal incoming load.
Startup 10/21 01:00 -3.35 Normal incoming load.
Startup 10/21 02:00 -3.42 Normal incoming load.
Startup 10/21 03:00 -3.32 Normal incoming load.
Startup 10/21 04:00 -3.43 Normal incoming load.
Startup 10/21 05:00 -3.55 Normal incoming load.
Startup 10/21 06:00 -3.62 Normal incoming load.
Startup 10/21 07:00 -3.59 Normal incoming load.
Startup 10/21 08:00 -3.56 Normal incoming load.
Startup 10/21 09:00 -3.62 Normal incoming load.
Startup 10/21 10:00 -3.52 Normal incoming load.
Startup 10/21 11:00 -3.56 Normal incoming load.
Startup 10/21 12:00 -3.57 Normal incoming load.
Startup 10/21 13:00 -3.71 Normal incoming load.
Startup 10/21 14:00 -3.58 Normal incoming load.
Startup 10/21 15:00 -3.62 Normal incoming load.
Startup 10/21 16:00 -3.68 Normal incoming load.
Startup 10/21 17:00 -3.71 Normal incoming load.
Startup 10/21 18:00 -3.55 Normal incoming load.
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Startup 10/21 19:00 -3.49 Normal incoming load.
Startup 10/21 20:00 -4.15 Normal incoming load.
Startup 10/21 21:00 -30.49 20:52 U2 Manual Reactor Trip due to Intake fouling.
Startup 10/21 22:00 -29 U2 Forced Outage due to fouling of Intake.
Startup 10/21 23:00 -28.75 U2 Forced Outage due to fouling of Intake.
Startup 10/22 00:00 -28.65 U2 Forced Outage due to fouling of Intake.
Startup 10/22 01:00 -28.81 U2 Forced Outage due to fouling of Intake.
Startup 10/22 02:00 -29.19 U2 Forced Outage due to fouling of Intake.
Startup 10/22 03:00 -29.24 U2 Forced Outage due to fouling of Intake.
Startup 10/22 04:00 -28.97 U2 Forced Outage due to fouling of Intake.
Startup 10/22 05:00 -5.82 U2 Forced Outage due to fouling of Intake.
Startup 10/22 06:00 -4.21 U2 Forced Outage due to fouling of Intake.
Startup 10/22 07:00 -4.24 U2 Forced Outage due to fouling of Intake.
Startup 10/22 08:00 -4.28 U2 Forced Outage due to fouling of Intake.
Startup 10/22 09:00 -4.42 U2 Forced Outage due to fouling of Intake.
Startup 10/22 10:00 -4.44 U2 Forced Outage due to fouling of Intake.
Startup 10/22 11:00 -4.3 U2 Forced Outage due to fouling of Intake.
Startup 10/22 12:00 -4.52 U2 Forced Outage due to fouling of Intake.
Startup 10/22 13:00 -4.54 U2 Forced Outage due to fouling of Intake.
Startup 10/22 14:00 -4.53 U2 Forced Outage due to fouling of Intake.
Startup 10/22 15:00 -4.47 U2 Forced Outage due to fouling of Intake.
Startup 10/22 16:00 -4.26 U2 Forced Outage due to fouling of Intake.
Startup 10/22 17:00 -4.25 U2 Forced Outage due to fouling of Intake.
Startup 10/22 18:00 -4.21 U2 Forced Outage due to fouling of Intake.
Startup 10/22 19:00 -4.22 U2 Forced Outage due to fouling of Intake.
Startup 10/22 20:00 -4.01 U2 Forced Outage due to fouling of Intake.
Startup 10/22 21:00 -3.59 U2 Forced Outage due to fouling of Intake.
Startup 10/22 22:00 -3.64 U2 Forced Outage due to fouling of Intake.
Startup 10/22 23:00 -3.67 U2 Forced Outage due to fouling of Intake.
Startup 10/23 00:00 -3.65 U2 Forced Outage due to fouling of Intake.
Startup 10/23 01:00 -3.76 U2 Forced Outage due to fouling of Intake.
Startup 10/23 02:00 -3.72 U2 Forced Outage due to fouling of Intake.
Startup 10/23 03:00 -3.93 U2 Forced Outage due to fouling of Intake.
Startup 10/23 04:00 -4.03 U2 Forced Outage due to fouling of Intake.
Startup 10/23 05:00 -4.03 U2 Forced Outage due to fouling of Intake.
Startup 10/23 06:00 -4.22 U2 Forced Outage due to fouling of Intake.
Startup 10/23 07:00 -3.99 U2 Forced Outage due to fouling of Intake.
Startup 10/23 08:00 -4.08 U2 Forced Outage due to fouling of Intake.
Startup 10/23 09:00 -4.39 U2 Forced Outage due to fouling of Intake.
Startup 10/23 10:00 -4.29 U2 Forced Outage due to fouling of Intake.
Startup 10/23 11:00 -4.12 U2 Forced Outage due to fouling of Intake.
Startup 10/23 12:00 -4.49 U2 Forced Outage due to fouling of Intake.
Startup 10/23 13:00 -4.57 U2 Forced Outage due to fouling of Intake.
Startup 10/23 14:00 -4.54 U2 Forced Outage due to fouling of Intake.
Startup 10/23 15:00 -4.47 U2 Forced Outage due to fouling of Intake.
Startup 10/23 16:00 -4.4 U2 Forced Outage due to fouling of Intake.
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Startup 10/23 17:00 -4.19 U2 Forced Outage due to fouling of Intake.
Startup 10/23 18:00 -4.05 U2 Forced Outage due to fouling of Intake.
Startup 10/23 19:00 -4.11 U2 Forced Outage due to fouling of Intake.
Startup 10/23 20:00 -4.12 U2 Forced Outage due to fouling of Intake.
Startup 10/23 21:00 -4.03 U2 Forced Outage due to fouling of Intake.
Startup 10/23 22:00 -4.01 22:35 U2 Entered Mode 2 from Mode 3
Startup 10/23 23:00 -4 23:09 U2 RX Critical.
Startup 10/24 00:00 -3.86 U2 Reactor power-up.
Startup 10/24 01:00 -3.94 U2 Reactor power-up.
Startup 10/24 02:00 -22.63 U2 Reactor power-up.
Startup 10/24 03:00 -48.83 U2 Reactor power-up.
Startup 10/24 04:00 -48.72 U2 Reactor power-up.
Startup 10/24 05:00 -48.25 05:35 U2 Entered Mode 1 from Mode 2
Startup 10/24 06:00 -47.79 U2 Reactor power-up.
Startup 10/24 07:00 -47.53 U2 Reactor power-up.
Startup 10/24 08:00 -47.62 U2 Reactor power-up.
Startup 10/24 09:00 -47.58 U2 Reactor power-up.
Startup 10/24 10:00 -47.48 U2 Reactor power-up.
Startup 10/24 11:00 -47.7 U2 Reactor power-up.
Startup 10/24 12:00 -47.46 12:20 U2 Paralleled to the Grid.
Startup 10/24 13:00 -47.51
Startup 10/24 14:00 -41.2 Normal incoming load.
Startup 10/24 15:00 -3.46 Normal incoming load.
Startup 10/24 16:00 -3.63 Normal incoming load.
Startup 10/24 17:00 -3.41 Normal incoming load.
Startup 10/24 18:00 -3.37 Normal incoming load.
Startup 10/24 19:00 -3.47 Normal incoming load.
Startup 10/24 20:00 -3.47 Normal incoming load.
Startup 10/24 21:00 -3.43 Normal incoming load.
Startup 10/24 22:00 -3.41 Normal incoming load.
Startup 10/24 23:00 -3.38 Normal incoming load.
Startup 10/25 00:00 -3.36 Normal incoming load.
Startup 10/25 01:00 -3.41 Normal incoming load.
Startup 10/25 02:00 -3.37 Normal incoming load.
Startup 10/25 03:00 -3.37 Normal incoming load.
Startup 10/25 04:00 -3.42 Normal incoming load.
Startup 10/25 05:00 -3.49 Normal incoming load.
Startup 10/25 06:00 -3.55 Normal incoming load.
Startup 10/25 07:00 -3.52 Normal incoming load.
Startup 10/25 08:00 -3.16 Normal incoming load.
Startup 10/25 09:00 -3.15 Normal incoming load.
Startup 10/25 10:00 -3.15 Normal incoming load.
Startup 10/25 11:00 -3.29 Normal incoming load.
Startup 10/25 12:00 -3.3 Normal incoming load.
Startup 10/25 13:00 -3.32 Normal incoming load.
Startup 10/25 14:00 -3.31 Normal incoming load.
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Startup 10/25 15:00 -3.35 Normal incoming load.
Startup 10/25 16:00 -3.29 Normal incoming load.
Startup 10/25 17:00 -3.5 Normal incoming load.
Startup 10/25 18:00 -3.54 Normal incoming load.
Startup 10/25 19:00 -3.45 Normal incoming load.
Startup 10/25 20:00 -3.46 Normal incoming load.
Startup 10/25 21:00 -3.51 Normal incoming load.
Startup 10/25 22:00 -3.47 Normal incoming load.
Startup 10/25 23:00 -3.41 Normal incoming load.
Startup 10/26 00:00 -3.39 Normal incoming load.
Startup 10/26 01:00 -3.47 Normal incoming load.
Startup 10/26 02:00 -3.51 Normal incoming load.
Startup 10/26 03:00 -3.51 Normal incoming load.
Startup 10/26 04:00 -3.55 Normal incoming load.
Startup 10/26 05:00 -3.58 Normal incoming load.
Startup 10/26 06:00 -3.22 Normal incoming load.
Startup 10/26 07:00 -2.95 Normal incoming load.
Startup 10/26 08:00 -3.18 Normal incoming load.
Startup 10/26 09:00 -3.22 Normal incoming load.
Startup 10/26 10:00 -3.39 Normal incoming load.
Startup 10/26 11:00 -3.41 Normal incoming load.
Startup 10/26 12:00 -3.42 Normal incoming load.
Startup 10/26 13:00 -3.41 Normal incoming load.
Startup 10/26 14:00 -3.26 Normal incoming load.
Startup 10/26 15:00 -3.28 Normal incoming load.
Startup 10/26 16:00 -3.27 Normal incoming load.
Startup 10/26 17:00 -3.26 Normal incoming load.
Startup 10/26 18:00 -3.44 Normal incoming load.
Startup 10/26 19:00 -3.55 Normal incoming load.
Startup 10/26 20:00 -3.53 Normal incoming load.
Startup 10/26 21:00 -3.52 Normal incoming load.
Startup 10/26 22:00 -3.58 Normal incoming load.
Startup 10/26 23:00 -3.56 Normal incoming load.
Startup 10/27 00:00 -3.5 Normal incoming load.
Startup 10/27 01:00 -3.53 Normal incoming load.
Startup 10/27 02:00 -3.55 Normal incoming load.
Startup 10/27 03:00 -3.55 Normal incoming load.
Startup 10/27 04:00 -3.67 Normal incoming load.
Startup 10/27 05:00 -3.79 Normal incoming load.
Startup 10/27 06:00 -3.9 Normal incoming load.
Startup 10/27 07:00 -3.96 Normal incoming load.
Startup 10/27 08:00 -3.95 Normal incoming load.
Startup 10/27 09:00 -3.81 Normal incoming load.
Startup 10/27 10:00 -3.55 Normal incoming load.
Startup 10/27 11:00 -3.6 Normal incoming load.
Startup 10/27 12:00 -3.56 Normal incoming load.
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Startup 10/27 13:00 -3.52 Normal incoming load.
Startup 10/27 14:00 -3.77 Normal incoming load.
Startup 10/27 15:00 -3.78 Normal incoming load.
Startup 10/27 16:00 -3.45 Normal incoming load.
Startup 10/27 17:00 -3.4 Normal incoming load.
Startup 10/27 18:00 -3.51 Normal incoming load.
Startup 10/27 19:00 -3.59 Normal incoming load.
Startup 10/27 20:00 -3.57 Normal incoming load.
Startup 10/27 21:00 -3.53 Normal incoming load.
Startup 10/27 22:00 -3.54 Normal incoming load.
Startup 10/27 23:00 -3.49 Normal incoming load.
Startup 10/28 00:00 -3.48 Normal incoming load.
Startup 10/28 01:00 -3.52 Normal incoming load.
Startup 10/28 02:00 -3.55 Normal incoming load.
Startup 10/28 03:00 -3.54 Normal incoming load.
Startup 10/28 04:00 -3.64 Normal incoming load.
Startup 10/28 05:00 -3.72 Normal incoming load.
Startup 10/28 06:00 -3.8 Normal incoming load.
Startup 10/28 07:00 -3.91 Normal incoming load.
Startup 10/28 08:00 -3.84 Normal incoming load.
Startup 10/28 09:00 -3.85 Normal incoming load.
Startup 10/28 10:00 -3.89 Normal incoming load.
Startup 10/28 11:00 -3.4 Normal incoming load.
Startup 10/28 12:00 -3.36 Normal incoming load.
Startup 10/28 13:00 -3.31 Normal incoming load.
Startup 10/28 14:00 -3.36 Normal incoming load.
Startup 10/28 15:00 -3.34 Normal incoming load.
Startup 10/28 16:00 -3.44 Normal incoming load.
Startup 10/28 17:00 -3.31 Normal incoming load.
Startup 10/28 18:00 -3.45 Normal incoming load.
Startup 10/28 19:00 -3.55 Normal incoming load.
Startup 10/28 20:00 -3.57 Normal incoming load.
Startup 10/28 21:00 -3.52 Normal incoming load.
Startup 10/28 22:00 -3.45 Normal incoming load.
Startup 10/28 23:00 -3.47 Normal incoming load.
Startup 10/29 00:00 -3.44 Normal incoming load.
Startup 10/29 01:00 -3.38 Normal incoming load.
Startup 10/29 02:00 -3.45 Normal incoming load.
Startup 10/29 03:00 -3.46 Normal incoming load.
Startup 10/29 04:00 -3.59 Normal incoming load.
Startup 10/29 05:00 -3.65 Normal incoming load.
Startup 10/29 06:00 -3.87 Normal incoming load.
Startup 10/29 07:00 -3.92 Normal incoming load.
Startup 10/29 08:00 -3.86 Normal incoming load.
Startup 10/29 09:00 -3.79 Normal incoming load.
Startup 10/29 10:00 -3.71 Normal incoming load.
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Startup 10/29 11:00 -3.39 Normal incoming load.
Startup 10/29 12:00 -3.39 Normal incoming load.
Startup 10/29 13:00 -3.43 Normal incoming load.
Startup 10/29 14:00 -3.43 Normal incoming load.
Startup 10/29 15:00 -3.69 Normal incoming load.
Startup 10/29 16:00 -3.59 Normal incoming load.
Startup 10/29 17:00 -3.39 Normal incoming load.
Startup 10/29 18:00 -3.43 Normal incoming load.
Startup 10/29 19:00 -3.53 Normal incoming load.
Startup 10/29 20:00 -3.57 Normal incoming load.
Startup 10/29 21:00 -3.53 Normal incoming load.
Startup 10/29 22:00 -3.55 Normal incoming load.
Startup 10/29 23:00 -3.54 Normal incoming load.
Startup 10/30 00:00 -3.47 Normal incoming load.
Startup 10/30 01:00 -3.52 Normal incoming load.
Startup 10/30 02:00 -3.51 Normal incoming load.
Startup 10/30 03:00 -3.47 Normal incoming load.
Startup 10/30 04:00 -3.49 Normal incoming load.
Startup 10/30 05:00 -3.61 Normal incoming load.
Startup 10/30 06:00 -3.57 Normal incoming load.
Startup 10/30 07:00 -3.75 Normal incoming load.
Startup 10/30 08:00 -3.61 Normal incoming load.
Startup 10/30 09:00 -3.68 Normal incoming load.
Startup 10/30 10:00 -3.71 Normal incoming load.
Startup 10/30 11:00 -3.59 Normal incoming load.
Startup 10/30 12:00 -3.67 Normal incoming load.
Startup 10/30 13:00 -3.78 Normal incoming load.
Startup 10/30 14:00 -3.71 Normal incoming load.
Startup 10/30 15:00 -3.59 Normal incoming load.
Startup 10/30 16:00 -3.37 Normal incoming load.
Startup 10/30 17:00 -3.02 Normal incoming load.
Startup 10/30 18:00 -3.18 Normal incoming load.
Startup 10/30 19:00 -3.1 Normal incoming load.
Startup 10/30 20:00 -3.14 Normal incoming load.
Startup 10/30 21:00 -3.16 Normal incoming load.
Startup 10/30 22:00 -3.15 Normal incoming load.
Startup 10/30 23:00 -3.05 Normal incoming load.
Startup 10/31 00:00 -3 Normal incoming load.
Startup 10/31 01:00 -3.08 Normal incoming load.
Startup 10/31 02:00 -3.02 Normal incoming load.
Startup 10/31 03:00 -2.98 Normal incoming load.
Startup 10/31 04:00 -2.99 Normal incoming load.
Startup 10/31 05:00 -2.96 Normal incoming load.
Startup 10/31 06:00 -2.96 Normal incoming load.
Startup 10/31 07:00 -3.08 Normal incoming load.
Startup 10/31 08:00 -3.11 Normal incoming load.
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Startup 10/31 09:00 -3.08 Normal incoming load.
Startup 10/31 10:00 -3.03 Normal incoming load.
Startup 10/31 11:00 -3.09 Normal incoming load.
Startup 10/31 12:00 -3.15 Normal incoming load.
Startup 10/31 13:00 -3.25 Normal incoming load.
Startup 10/31 14:00 -3.28 Normal incoming load.
Startup 10/31 15:00 -3.42 Normal incoming load.
Startup 10/31 16:00 -3.51 Normal incoming load.
Startup 10/31 17:00 -3.4 Normal incoming load.
Startup 10/31 18:00 -3.42 Normal incoming load.
Startup 10/31 19:00 -3.4 Normal incoming load.
Startup 10/31 20:00 -3.38 Normal incoming load.
Startup 10/31 21:00 -3.39 Normal incoming load.
Startup 10/31 22:00 -3.38 Normal incoming load.
Startup 10/31 23:00 -3.35 Normal incoming load.
Startup Total October -3,203.05 Unit 2 Forced Outage 10/21 to 10/24
Startup 11/01 00:00 -3.29 Normal incoming load.
Startup 11/01 01:00 -3.33 Normal incoming load.
Startup 11/01 02:00 -3.35 Normal incoming load.
Startup 11/01 03:00 -3.33 Normal incoming load.
Startup 11/01 04:00 -3.34 Normal incoming load.
Startup 11/01 05:00 -3.32 Normal incoming load.
Startup 11/01 06:00 -3.43 Normal incoming load.
Startup 11/01 07:00 -3.39 Normal incoming load.
Startup 11/01 08:00 -2.98 Normal incoming load.
Startup 11/01 09:00 -2.93 Normal incoming load.
Startup 11/01 10:00 -2.94 Normal incoming load.
Startup 11/01 11:00 -2.87 Normal incoming load.
Startup 11/01 12:00 -2.88 Normal incoming load.
Startup 11/01 13:00 -2.9 Normal incoming load.
Startup 11/01 14:00 -2.89 Normal incoming load.
Startup 11/01 15:00 -2.91 Normal incoming load.
Startup 11/01 16:00 -2.86 Normal incoming load.
Startup 11/01 17:00 -2.9 Normal incoming load.
Startup 11/01 18:00 -3.03 Normal incoming load.
Startup 11/01 19:00 -3.03 Normal incoming load.
Startup 11/01 20:00 -3.04 Normal incoming load.
Startup 11/01 21:00 -3.01 Normal incoming load.
Startup 11/01 22:00 -2.97 Normal incoming load.
Startup 11/01 23:00 -3.03 Normal incoming load.
Startup 11/02 00:00 -2.89 Normal incoming load.
Startup 11/02 01:00 -3 Normal incoming load.
Startup 11/02 02:00 -2.97 Normal incoming load.
Startup 11/02 03:00 -2.99 Normal incoming load.
Startup 11/02 04:00 -3.03 Normal incoming load.
Startup 11/02 05:00 -3.01 Normal incoming load.
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Startup 11/02 06:00 -3.02 Normal incoming load.
Startup 11/02 07:00 -2.94 Normal incoming load.
Startup 11/02 08:00 -2.88 Normal incoming load.
Startup 11/02 09:00 -2.87 Normal incoming load.
Startup 11/02 10:00 -2.96 Normal incoming load.
Startup 11/02 11:00 -2.94 Normal incoming load.
Startup 11/02 12:00 -3.03 Normal incoming load.
Startup 11/02 13:00 -3.03 Normal incoming load.
Startup 11/02 14:00 -2.92 Normal incoming load.
Startup 11/02 15:00 -2.93 Normal incoming load.
Startup 11/02 16:00 -2.9 Normal incoming load.
Startup 11/02 17:00 -3 Normal incoming load.
Startup 11/02 18:00 -3.06 Normal incoming load.
Startup 11/02 19:00 -3.06 Normal incoming load.
Startup 11/02 20:00 -3.07 Normal incoming load.
Startup 11/02 21:00 -3.06 Normal incoming load.
Startup 11/02 22:00 -3.05 Normal incoming load.
Startup 11/02 23:00 -3.06 Normal incoming load.
Startup 11/03 00:00 -3.02 Normal incoming load.
Startup 11/03 01:00 -2.98 Normal incoming load.
Startup 11/03 02:00 -3.02 Normal incoming load.
Startup 11/03 03:00 -3.08 Normal incoming load.
Startup 11/03 04:00 -3.07 Normal incoming load.
Startup 11/03 05:00 -3.18 Normal incoming load.
Startup 11/03 06:00 -3.37 Normal incoming load.
Startup 11/03 07:00 -3.59 Normal incoming load.
Startup 11/03 08:00 -3.63 Normal incoming load.
Startup 11/03 09:00 -3.62 Normal incoming load.
Startup 11/03 10:00 -3.62 Normal incoming load.
Startup 11/03 11:00 -3.62 Normal incoming load.
Startup 11/03 12:00 -3.68 Normal incoming load.
Startup 11/03 13:00 -3.6 Normal incoming load.
Startup 11/03 14:00 -3.65 Normal incoming load.
Startup 11/03 15:00 -3.77 Normal incoming load.
Startup 11/03 16:00 -3.57 Normal incoming load.
Startup 11/03 17:00 -3.48 Normal incoming load.
Startup 11/03 18:00 -3.46 Normal incoming load.
Startup 11/03 19:00 -3.46 Normal incoming load.
Startup 11/03 20:00 -3.45 Normal incoming load.
Startup 11/03 21:00 -3.38 Normal incoming load.
Startup 11/03 22:00 -3.43 Normal incoming load.
Startup 11/03 23:00 -3.38 Normal incoming load.
Startup 11/04 00:00 -3.37 Normal incoming load.
Startup 11/04 01:00 -3.4 Normal incoming load.
Startup 11/04 02:00 -3.42 Normal incoming load.
Startup 11/04 03:00 -3.42 Normal incoming load.
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Startup 11/04 04:00 -3.46 Normal incoming load.
Startup 11/04 05:00 -3.53 Normal incoming load.
Startup 11/04 06:00 -3.69 Normal incoming load.
Startup 11/04 07:00 -3.67 Normal incoming load.
Startup 11/04 08:00 -3.66 Normal incoming load.
Startup 11/04 09:00 -3.8 Normal incoming load.
Startup 11/04 10:00 -3.77 Normal incoming load.
Startup 11/04 11:00 -3.53 Normal incoming load.
Startup 11/04 12:00 -3.51 Normal incoming load.
Startup 11/04 13:00 -3.37 Normal incoming load.
Startup 11/04 14:00 -3.36 Normal incoming load.
Startup 11/04 15:00 -3.49 Normal incoming load.
Startup 11/04 16:00 -3.41 Normal incoming load.
Startup 11/04 17:00 -3.5 Normal incoming load.
Startup 11/04 18:00 -3.48 Normal incoming load.
Startup 11/04 19:00 -3.31 Normal incoming load.
Startup 11/04 20:00 -3.23 Normal incoming load.
Startup 11/04 21:00 -3.26 Normal incoming load.
Startup 11/04 22:00 -3.22 Normal incoming load.
Startup 11/04 23:00 -3.21 Normal incoming load.
Startup 11/05 00:00 -3.19 Normal incoming load.
Startup 11/05 01:00 -3.25 Normal incoming load.
Startup 11/05 02:00 -3.27 Normal incoming load.
Startup 11/05 03:00 -3.37 Normal incoming load.
Startup 11/05 04:00 -3.46 Normal incoming load.
Startup 11/05 05:00 -3.5 Normal incoming load.
Startup 11/05 06:00 -3.52 Normal incoming load.
Startup 11/05 07:00 -3.3 Normal incoming load.
Startup 11/05 08:00 -3.82 Normal incoming load.
Startup 11/05 09:00 -3.92 Normal incoming load.
Startup 11/05 10:00 -3.67 Normal incoming load.
Startup 11/05 11:00 -3.68 Normal incoming load.
Startup 11/05 12:00 -3.67 Normal incoming load.
Startup 11/05 13:00 -3.7 Normal incoming load.
Startup 11/05 14:00 -3.58 Normal incoming load.
Startup 11/05 15:00 -3.5 Normal incoming load.
Startup 11/05 16:00 -2.84 Normal incoming load.
Startup 11/05 17:00 -2.84 Normal incoming load.
Startup 11/05 18:00 -2.84 Normal incoming load.
Startup 11/05 19:00 -2.86 Normal incoming load.
Startup 11/05 20:00 -2.88 Normal incoming load.
Startup 11/05 21:00 -2.86 Normal incoming load.
Startup 11/05 22:00 -2.82 Normal incoming load.
Startup 11/05 23:00 -2.78 Normal incoming load.
Startup 11/06 00:00 -2.75 Normal incoming load.
Startup 11/06 01:00 -2.76 Normal incoming load.
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Startup 11/06 02:00 -2.77 Normal incoming load.
Startup 11/06 03:00 -2.84 Normal incoming load.
Startup 11/06 04:00 -2.9 Normal incoming load.
Startup 11/06 05:00 -2.96 Normal incoming load.
Startup 11/06 06:00 -3.08 Normal incoming load.
Startup 11/06 07:00 -3.03 Normal incoming load.
Startup 11/06 08:00 -2.98 Normal incoming load.
Startup 11/06 09:00 -3.03 Normal incoming load.
Startup 11/06 10:00 -3.1 Normal incoming load.
Startup 11/06 11:00 -3.03 Normal incoming load.
Startup 11/06 12:00 -3.12 Normal incoming load.
Startup 11/06 13:00 -3.23 Normal incoming load.
Startup 11/06 14:00 -3.23 Normal incoming load.
Startup 11/06 15:00 -3.06 Normal incoming load.
Startup 11/06 16:00 -2.92 Normal incoming load.
Startup 11/06 17:00 -2.8 Normal incoming load.
Startup 11/06 18:00 -2.82 Normal incoming load.
Startup 11/06 19:00 -2.78 Normal incoming load.
Startup 11/06 20:00 -2.71 Normal incoming load.
Startup 11/06 21:00 -2.69 Normal incoming load.
Startup 11/06 22:00 -2.73 Normal incoming load.
Startup 11/06 23:00 -2.67 Normal incoming load.
Startup 11/07 00:00 -2.62 Normal incoming load.
Startup 11/07 01:00 -2.7 Normal incoming load.
Startup 11/07 02:00 -2.71 Normal incoming load.
Startup 11/07 03:00 -2.75 Normal incoming load.
Startup 11/07 04:00 -2.73 Normal incoming load.
Startup 11/07 05:00 -2.82 Normal incoming load.
Startup 11/07 06:00 -2.9 Normal incoming load.
Startup 11/07 07:00 -2.88 Normal incoming load.
Startup 11/07 08:00 -2.91 Normal incoming load.
Startup 11/07 09:00 -3.15 Normal incoming load.
Startup 11/07 10:00 -3.35 Normal incoming load.
Startup 11/07 11:00 -3.36 Normal incoming load.
Startup 11/07 12:00 -3.33 Normal incoming load.
Startup 11/07 13:00 -3.41 Normal incoming load.
Startup 11/07 14:00 -3.34 Normal incoming load.
Startup 11/07 15:00 -3.31 Normal incoming load.
Startup 11/07 16:00 -3.18 Normal incoming load.
Startup 11/07 17:00 -3.18 Normal incoming load.
Startup 11/07 18:00 -3.13 Normal incoming load.
Startup 11/07 19:00 -3.06 Normal incoming load.
Startup 11/07 20:00 -3.1 Normal incoming load.
Startup 11/07 21:00 -3.11 Normal incoming load.
Startup 11/07 22:00 -3.1 Normal incoming load.
Startup 11/07 23:00 -3.07 Normal incoming load.

Start-Up Load 163 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 11/08 00:00 -2.98 Normal incoming load.
Startup 11/08 01:00 -3.01 Normal incoming load.
Startup 11/08 02:00 -3.04 Normal incoming load.
Startup 11/08 03:00 -3.1 Normal incoming load.
Startup 11/08 04:00 -3.13 Normal incoming load.
Startup 11/08 05:00 -3.07 Normal incoming load.
Startup 11/08 06:00 -3.03 Normal incoming load.
Startup 11/08 07:00 -2.97 Normal incoming load.
Startup 11/08 08:00 -3.09 Normal incoming load.
Startup 11/08 09:00 -3.09 Normal incoming load.
Startup 11/08 10:00 -3.06 Normal incoming load.
Startup 11/08 11:00 -3.06 Normal incoming load.
Startup 11/08 12:00 -3.04 Normal incoming load.
Startup 11/08 13:00 -3.03 Normal incoming load.
Startup 11/08 14:00 -3 Normal incoming load.
Startup 11/08 15:00 -3 Normal incoming load.
Startup 11/08 16:00 -2.96 Normal incoming load.
Startup 11/08 17:00 -3.03 Normal incoming load.
Startup 11/08 18:00 -3.08 Normal incoming load.
Startup 11/08 19:00 -3.1 Normal incoming load.
Startup 11/08 20:00 -3.12 Normal incoming load.
Startup 11/08 21:00 -3.16 Normal incoming load.
Startup 11/08 22:00 -3.09 Normal incoming load.
Startup 11/08 23:00 -3.09 Normal incoming load.
Startup 11/09 00:00 -3 Normal incoming load.
Startup 11/09 01:00 -3.04 Normal incoming load.
Startup 11/09 02:00 -3.13 Normal incoming load.
Startup 11/09 03:00 -3.14 Normal incoming load.
Startup 11/09 04:00 -3.16 Normal incoming load.
Startup 11/09 05:00 -3.11 Normal incoming load.
Startup 11/09 06:00 -3.15 Normal incoming load.
Startup 11/09 07:00 -3.07 Normal incoming load.
Startup 11/09 08:00 -2.96 Normal incoming load.
Startup 11/09 09:00 -2.92 Normal incoming load.
Startup 11/09 10:00 -2.87 Normal incoming load.
Startup 11/09 11:00 -2.86 Normal incoming load.
Startup 11/09 12:00 -2.9 Normal incoming load.
Startup 11/09 13:00 -2.88 Normal incoming load.
Startup 11/09 14:00 -2.84 Normal incoming load.
Startup 11/09 15:00 -2.82 Normal incoming load.
Startup 11/09 16:00 -2.88 Normal incoming load.
Startup 11/09 17:00 -3.02 Normal incoming load.
Startup 11/09 18:00 -3.11 Normal incoming load.
Startup 11/09 19:00 -3.13 Normal incoming load.
Startup 11/09 20:00 -3.21 Normal incoming load.
Startup 11/09 21:00 -3.18 Normal incoming load.
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Startup 11/09 22:00 -3.15 Normal incoming load.
Startup 11/09 23:00 -3.09 Normal incoming load.
Startup 11/10 00:00 -3.03 Normal incoming load.
Startup 11/10 01:00 -3.1 Normal incoming load.
Startup 11/10 02:00 -3.15 Normal incoming load.
Startup 11/10 03:00 -3.25 Normal incoming load.
Startup 11/10 04:00 -3.29 Normal incoming load.
Startup 11/10 05:00 -3.32 Normal incoming load.
Startup 11/10 06:00 -3.41 Normal incoming load.
Startup 11/10 07:00 -3.32 Normal incoming load.
Startup 11/10 08:00 -3.24 Normal incoming load.
Startup 11/10 09:00 -3.21 Normal incoming load.
Startup 11/10 10:00 -3.21 Normal incoming load.
Startup 11/10 11:00 -3.22 Normal incoming load.
Startup 11/10 12:00 -3.26 Normal incoming load.
Startup 11/10 13:00 -3.21 Normal incoming load.
Startup 11/10 14:00 -3.19 Normal incoming load.
Startup 11/10 15:00 -3.12 Normal incoming load.
Startup 11/10 16:00 -3.06 Normal incoming load.
Startup 11/10 17:00 -3.21 Normal incoming load.
Startup 11/10 18:00 -3.27 Normal incoming load.
Startup 11/10 19:00 -3.17 Normal incoming load.
Startup 11/10 20:00 -3.17 Normal incoming load.
Startup 11/10 21:00 -3.22 Normal incoming load.
Startup 11/10 22:00 -3.15 Normal incoming load.
Startup 11/10 23:00 -3.16 Normal incoming load.
Startup 11/11 00:00 -3.13 Normal incoming load.
Startup 11/11 01:00 -3.13 Normal incoming load.
Startup 11/11 02:00 -3.16 Normal incoming load.
Startup 11/11 03:00 -3.24 Normal incoming load.
Startup 11/11 04:00 -3.26 Normal incoming load.
Startup 11/11 05:00 -3.16 Normal incoming load.
Startup 11/11 06:00 -3.26 Normal incoming load.
Startup 11/11 07:00 -3.15 Normal incoming load.
Startup 11/11 08:00 -3.05 Normal incoming load.
Startup 11/11 09:00 -3.03 Normal incoming load.
Startup 11/11 10:00 -3.03 Normal incoming load.
Startup 11/11 11:00 -3.06 Normal incoming load.
Startup 11/11 12:00 -3.1 Normal incoming load.
Startup 11/11 13:00 -3.08 Normal incoming load.
Startup 11/11 14:00 -3.05 Normal incoming load.
Startup 11/11 15:00 -3.04 Normal incoming load.
Startup 11/11 16:00 -2.97 Normal incoming load.
Startup 11/11 17:00 -3.06 Normal incoming load.
Startup 11/11 18:00 -3.05 Normal incoming load.
Startup 11/11 19:00 -3.07 Normal incoming load.
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Startup 11/11 20:00 -3.1 Normal incoming load.
Startup 11/11 21:00 -3.1 Normal incoming load.
Startup 11/11 22:00 -3.06 Normal incoming load.
Startup 11/11 23:00 -3.03 Normal incoming load.
Startup 11/12 00:00 -2.97 Normal incoming load.
Startup 11/12 01:00 -3.06 Normal incoming load.
Startup 11/12 02:00 -3.03 Normal incoming load.
Startup 11/12 03:00 -3.05 Normal incoming load.
Startup 11/12 04:00 -3.09 Normal incoming load.
Startup 11/12 05:00 -3.12 Normal incoming load.
Startup 11/12 06:00 -3.26 Normal incoming load.
Startup 11/12 07:00 -3.24 Normal incoming load.
Startup 11/12 08:00 -3.14 Normal incoming load.
Startup 11/12 09:00 -3.28 Normal incoming load.
Startup 11/12 10:00 -3.43 Normal incoming load.
Startup 11/12 11:00 -3.57 Normal incoming load.
Startup 11/12 12:00 -3.48 Normal incoming load.
Startup 11/12 13:00 -3.43 Normal incoming load.
Startup 11/12 14:00 -3.33 Normal incoming load.
Startup 11/12 15:00 -3.35 Normal incoming load.
Startup 11/12 16:00 -3.22 Normal incoming load.
Startup 11/12 17:00 -3.05 Normal incoming load.
Startup 11/12 18:00 -3.06 Normal incoming load.
Startup 11/12 19:00 -3.1 Normal incoming load.
Startup 11/12 20:00 -3.08 Normal incoming load.
Startup 11/12 21:00 -3.16 Normal incoming load.
Startup 11/12 22:00 -3.08 Normal incoming load.
Startup 11/12 23:00 -3.06 Normal incoming load.
Startup 11/13 00:00 -3.03 Normal incoming load.
Startup 11/13 01:00 -3.13 Normal incoming load.
Startup 11/13 02:00 -3.11 Normal incoming load.
Startup 11/13 03:00 -3.12 Normal incoming load.
Startup 11/13 04:00 -3.09 Normal incoming load.
Startup 11/13 05:00 -3.23 Normal incoming load.
Startup 11/13 06:00 -3.35 Normal incoming load.
Startup 11/13 07:00 -3.29 Normal incoming load.
Startup 11/13 08:00 -3.34 Normal incoming load.
Startup 11/13 09:00 -3.55 Normal incoming load.
Startup 11/13 10:00 -3.64 Normal incoming load.
Startup 11/13 11:00 -3.66 Normal incoming load.
Startup 11/13 12:00 -3.39 Normal incoming load.
Startup 11/13 13:00 -3.29 Normal incoming load.
Startup 11/13 14:00 -3.38 Normal incoming load.
Startup 11/13 15:00 -3.25 Normal incoming load.
Startup 11/13 16:00 -3.04 Normal incoming load.
Startup 11/13 17:00 -2.9 Normal incoming load.
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Startup 11/13 18:00 -2.81 Normal incoming load.
Startup 11/13 19:00 -2.83 Normal incoming load.
Startup 11/13 20:00 -2.79 Normal incoming load.
Startup 11/13 21:00 -2.83 Normal incoming load.
Startup 11/13 22:00 -2.78 Normal incoming load.
Startup 11/13 23:00 -2.75 Normal incoming load.
Startup 11/14 00:00 -2.68 Normal incoming load.
Startup 11/14 01:00 -2.7 Normal incoming load.
Startup 11/14 02:00 -2.7 Normal incoming load.
Startup 11/14 03:00 -2.73 Normal incoming load.
Startup 11/14 04:00 -2.77 Normal incoming load.
Startup 11/14 05:00 -2.82 Normal incoming load.
Startup 11/14 06:00 -2.88 Normal incoming load.
Startup 11/14 07:00 -2.82 Normal incoming load.
Startup 11/14 08:00 -2.86 Normal incoming load.
Startup 11/14 09:00 -2.99 Normal incoming load.
Startup 11/14 10:00 -3.03 Normal incoming load.
Startup 11/14 11:00 -3.07 Normal incoming load.
Startup 11/14 12:00 -3.11 Normal incoming load.
Startup 11/14 13:00 -3.07 Normal incoming load.
Startup 11/14 14:00 -3.11 Normal incoming load.
Startup 11/14 15:00 -3.13 Normal incoming load.
Startup 11/14 16:00 -3.15 Normal incoming load.
Startup 11/14 17:00 -3.04 Normal incoming load.
Startup 11/14 18:00 -2.96 Normal incoming load.
Startup 11/14 19:00 -2.87 Normal incoming load.
Startup 11/14 20:00 -2.83 Normal incoming load.
Startup 11/14 21:00 -2.88 Normal incoming load.
Startup 11/14 22:00 -2.84 Normal incoming load.
Startup 11/14 23:00 -2.75 Normal incoming load.
Startup 11/15 00:00 -2.7 Normal incoming load.
Startup 11/15 01:00 -2.83 Normal incoming load.
Startup 11/15 02:00 -2.75 Normal incoming load.
Startup 11/15 03:00 -2.67 Normal incoming load.
Startup 11/15 04:00 -2.73 Normal incoming load.
Startup 11/15 05:00 -2.71 Normal incoming load.
Startup 11/15 06:00 -2.84 Normal incoming load.
Startup 11/15 07:00 -2.69 Normal incoming load.
Startup 11/15 08:00 -2.58 Normal incoming load.
Startup 11/15 09:00 -2.56 Normal incoming load.
Startup 11/15 10:00 -2.72 Normal incoming load.
Startup 11/15 11:00 -2.91 Normal incoming load.
Startup 11/15 12:00 -2.93 Normal incoming load.
Startup 11/15 13:00 -2.95 Normal incoming load.
Startup 11/15 14:00 -2.94 Normal incoming load.
Startup 11/15 15:00 -3 Normal incoming load.
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Startup 11/15 16:00 -2.84 Normal incoming load.
Startup 11/15 17:00 -2.75 Normal incoming load.
Startup 11/15 18:00 -2.75 Normal incoming load.
Startup 11/15 19:00 -2.74 Normal incoming load.
Startup 11/15 20:00 -2.71 Normal incoming load.
Startup 11/15 21:00 -2.77 Normal incoming load.
Startup 11/15 22:00 -2.73 Normal incoming load.
Startup 11/15 23:00 -2.78 Normal incoming load.
Startup 11/16 00:00 -2.66 Normal incoming load.
Startup 11/16 01:00 -2.7 Normal incoming load.
Startup 11/16 02:00 -2.7 Normal incoming load.
Startup 11/16 03:00 -2.72 Normal incoming load.
Startup 11/16 04:00 -2.72 Normal incoming load.
Startup 11/16 05:00 -2.72 Normal incoming load.
Startup 11/16 06:00 -2.75 Normal incoming load.
Startup 11/16 07:00 -2.61 Normal incoming load.
Startup 11/16 08:00 -2.58 Normal incoming load.
Startup 11/16 09:00 -2.66 Normal incoming load.
Startup 11/16 10:00 -2.7 Normal incoming load.
Startup 11/16 11:00 -2.73 Normal incoming load.
Startup 11/16 12:00 -2.83 Normal incoming load.
Startup 11/16 13:00 -2.86 Normal incoming load.
Startup 11/16 14:00 -2.83 Normal incoming load.
Startup 11/16 15:00 -2.8 Normal incoming load.
Startup 11/16 16:00 -2.84 Normal incoming load.
Startup 11/16 17:00 -2.94 Normal incoming load.
Startup 11/16 18:00 -2.78 Normal incoming load.
Startup 11/16 19:00 -2.77 Normal incoming load.
Startup 11/16 20:00 -2.78 Normal incoming load.
Startup 11/16 21:00 -2.81 Normal incoming load.
Startup 11/16 22:00 -2.76 Normal incoming load.
Startup 11/16 23:00 -2.72 Normal incoming load.
Startup 11/17 00:00 -2.67 Normal incoming load.
Startup 11/17 01:00 -2.7 Normal incoming load.
Startup 11/17 02:00 -2.75 Normal incoming load.
Startup 11/17 03:00 -2.76 Normal incoming load.
Startup 11/17 04:00 -2.81 Normal incoming load.
Startup 11/17 05:00 -2.96 Normal incoming load.
Startup 11/17 06:00 -3.03 Normal incoming load.
Startup 11/17 07:00 -3 Normal incoming load.
Startup 11/17 08:00 -3 Normal incoming load.
Startup 11/17 09:00 -3.18 Normal incoming load.
Startup 11/17 10:00 -3.3 Normal incoming load.
Startup 11/17 11:00 -3.32 Normal incoming load.
Startup 11/17 12:00 -3.37 Normal incoming load.
Startup 11/17 13:00 -3.38 Normal incoming load.
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Startup 11/17 14:00 -3.56 Normal incoming load.
Startup 11/17 15:00 -3.52 Normal incoming load.
Startup 11/17 16:00 -3.5 Normal incoming load.
Startup 11/17 17:00 -3.34 Normal incoming load.
Startup 11/17 18:00 -3.18 Normal incoming load.
Startup 11/17 19:00 -3.19 Normal incoming load.
Startup 11/17 20:00 -3.2 Normal incoming load.
Startup 11/17 21:00 -3.14 Normal incoming load.
Startup 11/17 22:00 -3.05 Normal incoming load.
Startup 11/17 23:00 -3.06 Normal incoming load.
Startup 11/18 00:00 -3.01 Normal incoming load.
Startup 11/18 01:00 -3.02 Normal incoming load.
Startup 11/18 02:00 -3.06 Normal incoming load.
Startup 11/18 03:00 -3.05 Normal incoming load.
Startup 11/18 04:00 -3.09 Normal incoming load.
Startup 11/18 05:00 -3.17 Normal incoming load.
Startup 11/18 06:00 -3.38 Normal incoming load.
Startup 11/18 07:00 -3.34 Normal incoming load.
Startup 11/18 08:00 -3.34 Normal incoming load.
Startup 11/18 09:00 -3.36 Normal incoming load.
Startup 11/18 10:00 -3.4 Normal incoming load.
Startup 11/18 11:00 -3.44 Normal incoming load.
Startup 11/18 12:00 -3.45 Normal incoming load.
Startup 11/18 13:00 -3.43 Normal incoming load.
Startup 11/18 14:00 -3.37 Normal incoming load.
Startup 11/18 15:00 -3.29 Normal incoming load.
Startup 11/18 16:00 -3.24 Normal incoming load.
Startup 11/18 17:00 -3.23 Normal incoming load.
Startup 11/18 18:00 -3.24 Normal incoming load.
Startup 11/18 19:00 -3.19 Normal incoming load.
Startup 11/18 20:00 -3.2 Normal incoming load.
Startup 11/18 21:00 -3.18 Normal incoming load.
Startup 11/18 22:00 -3.13 Normal incoming load.
Startup 11/18 23:00 -3.13 Normal incoming load.
Startup 11/19 00:00 -3.04 Normal incoming load.
Startup 11/19 01:00 -3.14 Normal incoming load.
Startup 11/19 02:00 -3.15 Normal incoming load.
Startup 11/19 03:00 -3.2 Normal incoming load.
Startup 11/19 04:00 -3.16 Normal incoming load.
Startup 11/19 05:00 -3.29 Normal incoming load.
Startup 11/19 06:00 -3.49 Normal incoming load.
Startup 11/19 07:00 -3.51 Normal incoming load.
Startup 11/19 08:00 -3.47 Normal incoming load.
Startup 11/19 09:00 -3.41 Normal incoming load.
Startup 11/19 10:00 -3.24 Normal incoming load.
Startup 11/19 11:00 -3.19 Normal incoming load.

Start-Up Load 169 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 11/19 12:00 -3.14 Normal incoming load.
Startup 11/19 13:00 -3.13 Normal incoming load.
Startup 11/19 14:00 -3.07 Normal incoming load.
Startup 11/19 15:00 -2.98 Normal incoming load.
Startup 11/19 16:00 -3.16 Normal incoming load.
Startup 11/19 17:00 -3.21 Normal incoming load.
Startup 11/19 18:00 -3.3 Normal incoming load.
Startup 11/19 19:00 -3.22 Normal incoming load.
Startup 11/19 20:00 -3.17 Normal incoming load.
Startup 11/19 21:00 -3.14 Normal incoming load.
Startup 11/19 22:00 -3.11 Normal incoming load.
Startup 11/19 23:00 -3.1 Normal incoming load.
Startup 11/20 00:00 -3.09 Normal incoming load.
Startup 11/20 01:00 -3.15 Normal incoming load.
Startup 11/20 02:00 -3.18 Normal incoming load.
Startup 11/20 03:00 -3.28 Normal incoming load.
Startup 11/20 04:00 -3.23 Normal incoming load.
Startup 11/20 05:00 -3.32 Normal incoming load.
Startup 11/20 06:00 -3.52 Normal incoming load.
Startup 11/20 07:00 -3.54 Normal incoming load.
Startup 11/20 08:00 -3.51 Normal incoming load.
Startup 11/20 09:00 -3.44 Normal incoming load.
Startup 11/20 10:00 -3.42 Normal incoming load.
Startup 11/20 11:00 -3.49 Normal incoming load.
Startup 11/20 12:00 -3.48 Normal incoming load.
Startup 11/20 13:00 -3.58 Normal incoming load.
Startup 11/20 14:00 -3.46 Normal incoming load.
Startup 11/20 15:00 -3.37 Normal incoming load.
Startup 11/20 16:00 -3.2 Normal incoming load.
Startup 11/20 17:00 -3.18 Normal incoming load.
Startup 11/20 18:00 -3.12 Normal incoming load.
Startup 11/20 19:00 -3.1 Normal incoming load.
Startup 11/20 20:00 -3.1 Normal incoming load.
Startup 11/20 21:00 -3.06 Normal incoming load.
Startup 11/20 22:00 -2.97 Normal incoming load.
Startup 11/20 23:00 -2.96 Normal incoming load.
Startup 11/21 00:00 -2.93 Normal incoming load.
Startup 11/21 01:00 -2.97 Normal incoming load.
Startup 11/21 02:00 -2.94 Normal incoming load.
Startup 11/21 03:00 -3.01 Normal incoming load.
Startup 11/21 04:00 -3.02 Normal incoming load.
Startup 11/21 05:00 -3.06 Normal incoming load.
Startup 11/21 06:00 -3.12 Normal incoming load.
Startup 11/21 07:00 -3.12 Normal incoming load.
Startup 11/21 08:00 -3.07 Normal incoming load.
Startup 11/21 09:00 -3.16 Normal incoming load.
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Startup 11/21 10:00 -3.27 Normal incoming load.
Startup 11/21 11:00 -3.31 Normal incoming load.
Startup 11/21 12:00 -3.44 Normal incoming load.
Startup 11/21 13:00 -3.71 Normal incoming load.
Startup 11/21 14:00 -3.67 Normal incoming load.
Startup 11/21 15:00 -3.65 Normal incoming load.
Startup 11/21 16:00 -3.6 Normal incoming load.
Startup 11/21 17:00 -3.54 Normal incoming load.
Startup 11/21 18:00 -3.45 Normal incoming load.
Startup 11/21 19:00 -3.46 Normal incoming load.
Startup 11/21 20:00 -3.47 Normal incoming load.
Startup 11/21 21:00 -3.4 Normal incoming load.
Startup 11/21 22:00 -3.37 Normal incoming load.
Startup 11/21 23:00 -3.33 Normal incoming load.
Startup 11/22 00:00 -3.21 Normal incoming load.
Startup 11/22 01:00 -3.26 Normal incoming load.
Startup 11/22 02:00 -3.27 Normal incoming load.
Startup 11/22 03:00 -3.26 Normal incoming load.
Startup 11/22 04:00 -3.27 Normal incoming load.
Startup 11/22 05:00 -3.33 Normal incoming load.
Startup 11/22 06:00 -3.41 Normal incoming load.
Startup 11/22 07:00 -3.3 Normal incoming load.
Startup 11/22 08:00 -3.19 Normal incoming load.
Startup 11/22 09:00 -3.24 Normal incoming load.
Startup 11/22 10:00 -3.28 Normal incoming load.
Startup 11/22 11:00 -3.06 Normal incoming load.
Startup 11/22 12:00 -3.17 Normal incoming load.
Startup 11/22 13:00 -3.24 Normal incoming load.
Startup 11/22 14:00 -3.25 Normal incoming load.
Startup 11/22 15:00 -3.45 Normal incoming load.
Startup 11/22 16:00 -3.35 Normal incoming load.
Startup 11/22 17:00 -3.28 Normal incoming load.
Startup 11/22 18:00 -3.28 Normal incoming load.
Startup 11/22 19:00 -3.26 Normal incoming load.
Startup 11/22 20:00 -3.27 Normal incoming load.
Startup 11/22 21:00 -3.35 Normal incoming load.
Startup 11/22 22:00 -3.34 Normal incoming load.
Startup 11/22 23:00 -3.27 Normal incoming load.
Startup 11/23 00:00 -3.19 Normal incoming load.
Startup 11/23 01:00 -3.31 Normal incoming load.
Startup 11/23 02:00 -3.3 Normal incoming load.
Startup 11/23 03:00 -3.36 Normal incoming load.
Startup 11/23 04:00 -3.31 Normal incoming load.
Startup 11/23 05:00 -3.31 Normal incoming load.
Startup 11/23 06:00 -3.32 Normal incoming load.
Startup 11/23 07:00 -3.23 Normal incoming load.
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Startup 11/23 08:00 -2.98 Normal incoming load.
Startup 11/23 09:00 -2.8 Normal incoming load.
Startup 11/23 10:00 -2.88 Normal incoming load.
Startup 11/23 11:00 -2.87 Normal incoming load.
Startup 11/23 12:00 -2.96 Normal incoming load.
Startup 11/23 13:00 -3.18 Normal incoming load.
Startup 11/23 14:00 -3.18 Normal incoming load.
Startup 11/23 15:00 -3.15 Normal incoming load.
Startup 11/23 16:00 -3.17 Normal incoming load.
Startup 11/23 17:00 -3.2 Normal incoming load.
Startup 11/23 18:00 -3.24 Normal incoming load.
Startup 11/23 19:00 -3.25 Normal incoming load.
Startup 11/23 20:00 -3.23 Normal incoming load.
Startup 11/23 21:00 -3.26 Normal incoming load.
Startup 11/23 22:00 -3.25 Normal incoming load.
Startup 11/23 23:00 -3.17 Normal incoming load.
Startup 11/24 00:00 -3.11 Normal incoming load.
Startup 11/24 01:00 -3.16 Normal incoming load.
Startup 11/24 02:00 -3.22 Normal incoming load.
Startup 11/24 03:00 -3.23 Normal incoming load.
Startup 11/24 04:00 -3.27 Normal incoming load.
Startup 11/24 05:00 -3.35 Normal incoming load.
Startup 11/24 06:00 -3.52 Normal incoming load.
Startup 11/24 07:00 -3.55 Normal incoming load.
Startup 11/24 08:00 -3.57 Normal incoming load.
Startup 11/24 09:00 -3.54 Normal incoming load.
Startup 11/24 10:00 -3.57 Normal incoming load.
Startup 11/24 11:00 -3.25 Normal incoming load.
Startup 11/24 12:00 -3.31 Normal incoming load.
Startup 11/24 13:00 -3.24 Normal incoming load.
Startup 11/24 14:00 -3.36 Normal incoming load.
Startup 11/24 15:00 -3.6 Normal incoming load.
Startup 11/24 16:00 -3.44 Normal incoming load.
Startup 11/24 17:00 -3.3 Normal incoming load.
Startup 11/24 18:00 -3.26 Normal incoming load.
Startup 11/24 19:00 -3.26 Normal incoming load.
Startup 11/24 20:00 -3.43 Normal incoming load.
Startup 11/24 21:00 -3.42 Normal incoming load.
Startup 11/24 22:00 -3.37 Normal incoming load.
Startup 11/24 23:00 -3.35 Normal incoming load.
Startup 11/25 00:00 -3.27 Normal incoming load.
Startup 11/25 01:00 -3.32 Normal incoming load.
Startup 11/25 02:00 -3.3 Normal incoming load.
Startup 11/25 03:00 -3.32 Normal incoming load.
Startup 11/25 04:00 -3.34 Normal incoming load.
Startup 11/25 05:00 -3.41 Normal incoming load.

Start-Up Load 172 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 11/25 06:00 -3.55 Normal incoming load.
Startup 11/25 07:00 -3.62 Normal incoming load.
Startup 11/25 08:00 -3.63 Normal incoming load.
Startup 11/25 09:00 -3.61 Normal incoming load.
Startup 11/25 10:00 -3.63 Normal incoming load.
Startup 11/25 11:00 -3.64 Normal incoming load.
Startup 11/25 12:00 -3.42 Normal incoming load.
Startup 11/25 13:00 -3.44 Normal incoming load.
Startup 11/25 14:00 -3.45 Normal incoming load.
Startup 11/25 15:00 -3.47 Normal incoming load.
Startup 11/25 16:00 -3.51 Normal incoming load.
Startup 11/25 17:00 -3.46 Normal incoming load.
Startup 11/25 18:00 -3.43 Normal incoming load.
Startup 11/25 19:00 -3.38 Normal incoming load.
Startup 11/25 20:00 -3.37 Normal incoming load.
Startup 11/25 21:00 -3.34 Normal incoming load.
Startup 11/25 22:00 -3.32 Normal incoming load.
Startup 11/25 23:00 -3.3 Normal incoming load.
Startup 11/26 00:00 -3.22 Normal incoming load.
Startup 11/26 01:00 -3.25 Normal incoming load.
Startup 11/26 02:00 -3.32 Normal incoming load.
Startup 11/26 03:00 -3.3 Normal incoming load.
Startup 11/26 04:00 -3.3 Normal incoming load.
Startup 11/26 05:00 -3.48 Normal incoming load.
Startup 11/26 06:00 -3.58 Normal incoming load.
Startup 11/26 07:00 -3.61 Normal incoming load.
Startup 11/26 08:00 -3.42 Normal incoming load.
Startup 11/26 09:00 -3.3 Normal incoming load.
Startup 11/26 10:00 -3.23 Normal incoming load.
Startup 11/26 11:00 -3.34 Normal incoming load.
Startup 11/26 12:00 -3.31 Normal incoming load.
Startup 11/26 13:00 -3.31 Normal incoming load.
Startup 11/26 14:00 -3.28 Normal incoming load.
Startup 11/26 15:00 -3.45 Normal incoming load.
Startup 11/26 16:00 -3.33 Normal incoming load.
Startup 11/26 17:00 -3.3 Normal incoming load.
Startup 11/26 18:00 -2.86 Normal incoming load.
Startup 11/26 19:00 -2.85 Normal incoming load.
Startup 11/26 20:00 -2.82 Normal incoming load.
Startup 11/26 21:00 -2.86 Normal incoming load.
Startup 11/26 22:00 -3.14 Normal incoming load.
Startup 11/26 23:00 -3.26 Normal incoming load.
Startup 11/27 00:00 -3.28 Normal incoming load.
Startup 11/27 01:00 -3.34 Normal incoming load.
Startup 11/27 02:00 -3.33 Normal incoming load.
Startup 11/27 03:00 -3.32 Normal incoming load.
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Startup 11/27 04:00 -3.35 Normal incoming load.
Startup 11/27 05:00 -3.29 Normal incoming load.
Startup 11/27 06:00 -3.34 Normal incoming load.
Startup 11/27 07:00 -3.29 Normal incoming load.
Startup 11/27 08:00 -3.17 Normal incoming load.
Startup 11/27 09:00 -2.93 Normal incoming load.
Startup 11/27 10:00 -2.89 Normal incoming load.
Startup 11/27 11:00 -2.85 Normal incoming load.
Startup 11/27 12:00 -2.9 Normal incoming load.
Startup 11/27 13:00 -3.2 Normal incoming load.
Startup 11/27 14:00 -3.14 Normal incoming load.
Startup 11/27 15:00 -3.19 Normal incoming load.
Startup 11/27 16:00 -3.12 Normal incoming load.
Startup 11/27 17:00 -3.24 Normal incoming load.
Startup 11/27 18:00 -3.36 Normal incoming load.
Startup 11/27 19:00 -3.34 Normal incoming load.
Startup 11/27 20:00 -3.36 Normal incoming load.
Startup 11/27 21:00 -3.36 Normal incoming load.
Startup 11/27 22:00 -3.33 Normal incoming load.
Startup 11/27 23:00 -3.28 Normal incoming load.
Startup 11/28 00:00 -3.23 Normal incoming load.
Startup 11/28 01:00 -3.32 Normal incoming load.
Startup 11/28 02:00 -3.32 Normal incoming load.
Startup 11/28 03:00 -3.31 Normal incoming load.
Startup 11/28 04:00 -3.37 Normal incoming load.
Startup 11/28 05:00 -3.32 Normal incoming load.
Startup 11/28 06:00 -3.33 Normal incoming load.
Startup 11/28 07:00 -3.25 Normal incoming load.
Startup 11/28 08:00 -3.13 Normal incoming load.
Startup 11/28 09:00 -3.11 Normal incoming load.
Startup 11/28 10:00 -2.67 Normal incoming load.
Startup 11/28 11:00 -2.61 Normal incoming load.
Startup 11/28 12:00 -2.63 Normal incoming load.
Startup 11/28 13:00 -2.56 Normal incoming load.
Startup 11/28 14:00 -2.64 Normal incoming load.
Startup 11/28 15:00 -2.57 Normal incoming load.
Startup 11/28 16:00 -2.58 Normal incoming load.
Startup 11/28 17:00 -2.68 Normal incoming load.
Startup 11/28 18:00 -2.76 Normal incoming load.
Startup 11/28 19:00 -2.76 Normal incoming load.
Startup 11/28 20:00 -2.81 Normal incoming load.
Startup 11/28 21:00 -2.88 Normal incoming load.
Startup 11/28 22:00 -2.82 Normal incoming load.
Startup 11/28 23:00 -2.81 Normal incoming load.
Startup 11/29 00:00 -2.9 Normal incoming load.
Startup 11/29 01:00 -3 Normal incoming load.
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Startup 11/29 02:00 -3.01 Normal incoming load.
Startup 11/29 03:00 -3.04 Normal incoming load.
Startup 11/29 04:00 -3.02 Normal incoming load.
Startup 11/29 05:00 -3.06 Normal incoming load.
Startup 11/29 06:00 -3.07 Normal incoming load.
Startup 11/29 07:00 -2.97 Normal incoming load.
Startup 11/29 08:00 -2.86 Normal incoming load.
Startup 11/29 09:00 -2.86 Normal incoming load.
Startup 11/29 10:00 -2.84 Normal incoming load.
Startup 11/29 11:00 -2.88 Normal incoming load.
Startup 11/29 12:00 -2.87 Normal incoming load.
Startup 11/29 13:00 -2.85 Normal incoming load.
Startup 11/29 14:00 -2.86 Normal incoming load.
Startup 11/29 15:00 -2.83 Normal incoming load.
Startup 11/29 16:00 -2.82 Normal incoming load.
Startup 11/29 17:00 -2.93 Normal incoming load.
Startup 11/29 18:00 -2.99 Normal incoming load.
Startup 11/29 19:00 -2.94 Normal incoming load.
Startup 11/29 20:00 -3.01 Normal incoming load.
Startup 11/29 21:00 -3.09 Normal incoming load.
Startup 11/29 22:00 -3.05 Normal incoming load.
Startup 11/29 23:00 -3.05 Normal incoming load.
Startup 11/30 00:00 -2.98 Normal incoming load.
Startup 11/30 01:00 -3.03 Normal incoming load.
Startup 11/30 02:00 -3.05 Normal incoming load.
Startup 11/30 03:00 -3.07 Normal incoming load.
Startup 11/30 04:00 -3.06 Normal incoming load.
Startup 11/30 05:00 -3.04 Normal incoming load.
Startup 11/30 06:00 -3.09 Normal incoming load.
Startup 11/30 07:00 -2.97 Normal incoming load.
Startup 11/30 08:00 -2.9 Normal incoming load.
Startup 11/30 09:00 -2.89 Normal incoming load.
Startup 11/30 10:00 -2.87 Normal incoming load.
Startup 11/30 11:00 -2.85 Normal incoming load.
Startup 11/30 12:00 -2.89 Normal incoming load.
Startup 11/30 13:00 -2.87 Normal incoming load.
Startup 11/30 14:00 -2.9 Normal incoming load.
Startup 11/30 15:00 -2.91 Normal incoming load.
Startup 11/30 16:00 -2.86 Normal incoming load.
Startup 11/30 17:00 -3 Normal incoming load.
Startup 11/30 18:00 -3.03 Normal incoming load.
Startup 11/30 19:00 -3.03 Normal incoming load.
Startup 11/30 20:00 -3.05 Normal incoming load.
Startup 11/30 21:00 -3.04 Normal incoming load.
Startup 11/30 22:00 -3.05 Normal incoming load.
Startup 11/30 23:00 -3 Normal incoming load.

Start-Up Load 175 of 192



Diablo Canyon ISO Meter Readings - DCPP Summary of Daily Operations
2008 Start-Up Transformer Load
Informally updated manually periodically during the operating month for plant performance business reporting purposes.
Data Source: ISO Meter Reading - ATS Explorer, 5-minute polling averaged during hour.  Start-Up Meter PG-DIABLO-2SU   POWERGEN.MDAS.DC2SUMWR
Data Source: Operating Comments -  Entered manually based on Operations Shift Logs.
Updated By:  Walt Reil   DCPP Business & Financial Services   wer1; 8-691-6570

ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup Total November -2,258.40 Data looks AOK.  Average hourly load = 3.137 Mw
Startup 12/01 00:00 -2.98 Normal incoming load.
Startup 12/01 01:00 -3.01 Normal incoming load.
Startup 12/01 02:00 -3.06 Normal incoming load.
Startup 12/01 03:00 -3.09 Normal incoming load.
Startup 12/01 04:00 -3.1 Normal incoming load.
Startup 12/01 05:00 -3.21 Normal incoming load.
Startup 12/01 06:00 -3.38 Normal incoming load.
Startup 12/01 07:00 -3.36 Normal incoming load.
Startup 12/01 08:00 -3.39 Normal incoming load.
Startup 12/01 09:00 -3.39 Normal incoming load.
Startup 12/01 10:00 -3.42 Normal incoming load.
Startup 12/01 11:00 -3.39 Normal incoming load.
Startup 12/01 12:00 -3.38 Normal incoming load.
Startup 12/01 13:00 -3.45 Normal incoming load.
Startup 12/01 14:00 -3.35 Normal incoming load.
Startup 12/01 15:00 -3.15 Normal incoming load.
Startup 12/01 16:00 -2.99 Normal incoming load.
Startup 12/01 17:00 -3.24 Normal incoming load.
Startup 12/01 18:00 -3.28 Normal incoming load.
Startup 12/01 19:00 -3.22 Normal incoming load.
Startup 12/01 20:00 -3.2 Normal incoming load.
Startup 12/01 21:00 -3.24 Normal incoming load.
Startup 12/01 22:00 -3.18 Normal incoming load.
Startup 12/01 23:00 -3.18 Normal incoming load.
Startup 12/02 00:00 -3.15 Normal incoming load.
Startup 12/02 01:00 -3.14 Normal incoming load.
Startup 12/02 02:00 -3.19 Normal incoming load.
Startup 12/02 03:00 -3.21 Normal incoming load.
Startup 12/02 04:00 -3.21 Normal incoming load.
Startup 12/02 05:00 -3.31 Normal incoming load.
Startup 12/02 06:00 -3.44 Normal incoming load.
Startup 12/02 07:00 -3.53 Normal incoming load.
Startup 12/02 08:00 -3.46 Normal incoming load.
Startup 12/02 09:00 -3.64 Normal incoming load.
Startup 12/02 10:00 -3.68 Normal incoming load.
Startup 12/02 11:00 -3.66 Normal incoming load.
Startup 12/02 12:00 -3.71 Normal incoming load.
Startup 12/02 13:00 -3.8 Normal incoming load.
Startup 12/02 14:00 -3.71 Normal incoming load.
Startup 12/02 15:00 -3.68 Normal incoming load.
Startup 12/02 16:00 -3.52 Normal incoming load.
Startup 12/02 17:00 -3.53 Normal incoming load.
Startup 12/02 18:00 -3.53 Normal incoming load.
Startup 12/02 19:00 -3.48 Normal incoming load.
Startup 12/02 20:00 -3.47 Normal incoming load.
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Startup 12/02 21:00 -3.48 Normal incoming load.
Startup 12/02 22:00 -3.45 Normal incoming load.
Startup 12/02 23:00 -3.43 Normal incoming load.
Startup 12/03 00:00 -3.39 Normal incoming load.
Startup 12/03 01:00 -3.38 Normal incoming load.
Startup 12/03 02:00 -3.44 Normal incoming load.
Startup 12/03 03:00 -3.49 Normal incoming load.
Startup 12/03 04:00 -3.55 Normal incoming load.
Startup 12/03 05:00 -3.65 Normal incoming load.
Startup 12/03 06:00 -3.79 Normal incoming load.
Startup 12/03 07:00 -3.78 Normal incoming load.
Startup 12/03 08:00 -3.81 Normal incoming load.
Startup 12/03 09:00 -3.71 Normal incoming load.
Startup 12/03 10:00 -3.74 Normal incoming load.
Startup 12/03 11:00 -3.81 Normal incoming load.
Startup 12/03 12:00 -3.51 Normal incoming load.
Startup 12/03 13:00 -3.52 Normal incoming load.
Startup 12/03 14:00 -3.4 Normal incoming load.
Startup 12/03 15:00 -3.41 Normal incoming load.
Startup 12/03 16:00 -3.6 Normal incoming load.
Startup 12/03 17:00 -3.62 Normal incoming load.
Startup 12/03 18:00 -3.57 Normal incoming load.
Startup 12/03 19:00 -3.56 Normal incoming load.
Startup 12/03 20:00 -3.57 Normal incoming load.
Startup 12/03 21:00 -3.57 Normal incoming load.
Startup 12/03 22:00 -3.56 Normal incoming load.
Startup 12/03 23:00 -3.58 Normal incoming load.
Startup 12/04 00:00 -3.54 Normal incoming load.
Startup 12/04 01:00 -3.57 Normal incoming load.
Startup 12/04 02:00 -3.57 Normal incoming load.
Startup 12/04 03:00 -3.57 Normal incoming load.
Startup 12/04 04:00 -3.64 Normal incoming load.
Startup 12/04 05:00 -3.68 Normal incoming load.
Startup 12/04 06:00 -3.84 Normal incoming load.
Startup 12/04 07:00 -3.79 Normal incoming load.
Startup 12/04 08:00 -3.79 Normal incoming load.
Startup 12/04 09:00 -3.7 Normal incoming load.
Startup 12/04 10:00 -3.67 Normal incoming load.
Startup 12/04 11:00 -3.63 Normal incoming load.
Startup 12/04 12:00 -3.26 Normal incoming load.
Startup 12/04 13:00 -3.17 Normal incoming load.
Startup 12/04 14:00 -3.14 Normal incoming load.
Startup 12/04 15:00 -3.14 Normal incoming load.
Startup 12/04 16:00 -3.08 Normal incoming load.
Startup 12/04 17:00 -3.38 Normal incoming load.
Startup 12/04 18:00 -3.47 Normal incoming load.
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Startup 12/04 19:00 -3.48 Normal incoming load.
Startup 12/04 20:00 -3.52 Normal incoming load.
Startup 12/04 21:00 -3.5 Normal incoming load.
Startup 12/04 22:00 -3.55 Normal incoming load.
Startup 12/04 23:00 -3.5 Normal incoming load.
Startup 12/05 00:00 -3.44 Normal incoming load.
Startup 12/05 01:00 -3.47 Normal incoming load.
Startup 12/05 02:00 -3.49 Normal incoming load.
Startup 12/05 03:00 -3.51 Normal incoming load.
Startup 12/05 04:00 -3.63 Normal incoming load.
Startup 12/05 05:00 -3.63 Normal incoming load.
Startup 12/05 06:00 -3.7 Normal incoming load.
Startup 12/05 07:00 -3.66 Normal incoming load.
Startup 12/05 08:00 -3.5 Normal incoming load.
Startup 12/05 09:00 -3.4 Normal incoming load.
Startup 12/05 10:00 -3.29 Normal incoming load.
Startup 12/05 11:00 -3.2 Normal incoming load.
Startup 12/05 12:00 -3.1 Normal incoming load.
Startup 12/05 13:00 -3.13 Normal incoming load.
Startup 12/05 14:00 -3.06 Normal incoming load.
Startup 12/05 15:00 -3.06 Normal incoming load.
Startup 12/05 16:00 -2.96 Normal incoming load.
Startup 12/05 17:00 -2.76 Normal incoming load.
Startup 12/05 18:00 -2.84 Normal incoming load.
Startup 12/05 19:00 -2.85 Normal incoming load.
Startup 12/05 20:00 -2.85 Normal incoming load.
Startup 12/05 21:00 -2.89 Normal incoming load.
Startup 12/05 22:00 -2.86 Normal incoming load.
Startup 12/05 23:00 -2.84 Normal incoming load.
Startup 12/06 00:00 -2.79 Normal incoming load.
Startup 12/06 01:00 -2.82 Normal incoming load.
Startup 12/06 02:00 -2.85 Normal incoming load.
Startup 12/06 03:00 -2.89 Normal incoming load.
Startup 12/06 04:00 -2.98 Normal incoming load.
Startup 12/06 05:00 -2.98 Normal incoming load.
Startup 12/06 06:00 -3.04 Normal incoming load.
Startup 12/06 07:00 -2.92 Normal incoming load.
Startup 12/06 08:00 -2.77 Normal incoming load.
Startup 12/06 09:00 -2.67 Normal incoming load.
Startup 12/06 10:00 -2.66 Normal incoming load.
Startup 12/06 11:00 -2.7 Normal incoming load.
Startup 12/06 12:00 -2.66 Normal incoming load.
Startup 12/06 13:00 -2.63 Normal incoming load.
Startup 12/06 14:00 -2.66 Normal incoming load.
Startup 12/06 15:00 -2.64 Normal incoming load.
Startup 12/06 16:00 -2.6 Normal incoming load.
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Startup 12/06 17:00 -2.67 Normal incoming load.
Startup 12/06 18:00 -2.77 Normal incoming load.
Startup 12/06 19:00 -2.76 Normal incoming load.
Startup 12/06 20:00 -2.73 Normal incoming load.
Startup 12/06 21:00 -2.75 Normal incoming load.
Startup 12/06 22:00 -2.79 Normal incoming load.
Startup 12/06 23:00 -2.74 Normal incoming load.
Startup 12/07 00:00 -2.64 Normal incoming load.
Startup 12/07 01:00 -2.75 Normal incoming load.
Startup 12/07 02:00 -2.73 Normal incoming load.
Startup 12/07 03:00 -2.76 Normal incoming load.
Startup 12/07 04:00 -2.81 Normal incoming load.
Startup 12/07 05:00 -2.73 Normal incoming load.
Startup 12/07 06:00 -2.81 Normal incoming load.
Startup 12/07 07:00 -2.72 Normal incoming load.
Startup 12/07 08:00 -2.66 Normal incoming load.
Startup 12/07 09:00 -2.59 Normal incoming load.
Startup 12/07 10:00 -2.55 Normal incoming load.
Startup 12/07 11:00 -2.52 Normal incoming load.
Startup 12/07 12:00 -2.58 Normal incoming load.
Startup 12/07 13:00 -2.61 Normal incoming load.
Startup 12/07 14:00 -2.65 Normal incoming load.
Startup 12/07 15:00 -2.56 Normal incoming load.
Startup 12/07 16:00 -2.59 Normal incoming load.
Startup 12/07 17:00 -2.69 Normal incoming load.
Startup 12/07 18:00 -2.77 Normal incoming load.
Startup 12/07 19:00 -2.81 Normal incoming load.
Startup 12/07 20:00 -2.83 Normal incoming load.
Startup 12/07 21:00 -2.86 Normal incoming load.
Startup 12/07 22:00 -2.84 Normal incoming load.
Startup 12/07 23:00 -2.77 Normal incoming load.
Startup 12/08 00:00 -2.76 Normal incoming load.
Startup 12/08 01:00 -2.77 Normal incoming load.
Startup 12/08 02:00 -2.77 Normal incoming load.
Startup 12/08 03:00 -2.82 Normal incoming load.
Startup 12/08 04:00 -2.88 Normal incoming load.
Startup 12/08 05:00 -3 Normal incoming load.
Startup 12/08 06:00 -3.22 Normal incoming load.
Startup 12/08 07:00 -3.36 Normal incoming load.
Startup 12/08 08:00 -3.47 Normal incoming load.
Startup 12/08 09:00 -3.47 Normal incoming load.
Startup 12/08 10:00 -3.72 Normal incoming load.
Startup 12/08 11:00 -3.65 Normal incoming load.
Startup 12/08 12:00 -3.48 Normal incoming load.
Startup 12/08 13:00 -3.45 Normal incoming load.
Startup 12/08 14:00 -3.38 Normal incoming load.
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Startup 12/08 15:00 -3.27 Normal incoming load.
Startup 12/08 16:00 -3.26 Normal incoming load.
Startup 12/08 17:00 -3.31 Normal incoming load.
Startup 12/08 18:00 -3.48 Normal incoming load.
Startup 12/08 19:00 -3.55 Normal incoming load.
Startup 12/08 20:00 -3.56 Normal incoming load.
Startup 12/08 21:00 -3.56 Normal incoming load.
Startup 12/08 22:00 -3.55 Normal incoming load.
Startup 12/08 23:00 -3.52 Normal incoming load.
Startup 12/09 00:00 -3.47 Normal incoming load.
Startup 12/09 01:00 -3.54 Normal incoming load.
Startup 12/09 02:00 -3.54 Normal incoming load.
Startup 12/09 03:00 -3.58 Normal incoming load.
Startup 12/09 04:00 -3.68 Normal incoming load.
Startup 12/09 05:00 -3.75 Normal incoming load.
Startup 12/09 06:00 -3.96 Normal incoming load.
Startup 12/09 07:00 -4 Normal incoming load.
Startup 12/09 08:00 -3.98 Normal incoming load.
Startup 12/09 09:00 -3.95 Normal incoming load.
Startup 12/09 10:00 -3.79 Normal incoming load.
Startup 12/09 11:00 -3.83 Normal incoming load.
Startup 12/09 12:00 -3.6 Normal incoming load.
Startup 12/09 13:00 -3.48 Normal incoming load.
Startup 12/09 14:00 -3.46 Normal incoming load.
Startup 12/09 15:00 -3.39 Normal incoming load.
Startup 12/09 16:00 -3.33 Normal incoming load.
Startup 12/09 17:00 -3.49 Normal incoming load.
Startup 12/09 18:00 -3.54 Normal incoming load.
Startup 12/09 19:00 -3.52 Normal incoming load.
Startup 12/09 20:00 -3.51 Normal incoming load.
Startup 12/09 21:00 -3.52 Normal incoming load.
Startup 12/09 22:00 -3.47 Normal incoming load.
Startup 12/09 23:00 -3.45 Normal incoming load.
Startup 12/10 00:00 -3.42 Normal incoming load.
Startup 12/10 01:00 -3.47 Normal incoming load.
Startup 12/10 02:00 -3.47 Normal incoming load.
Startup 12/10 03:00 -3.51 Normal incoming load.
Startup 12/10 04:00 -3.65 Normal incoming load.
Startup 12/10 05:00 -3.78 Normal incoming load.
Startup 12/10 06:00 -3.88 Normal incoming load.
Startup 12/10 07:00 -4 Normal incoming load.
Startup 12/10 08:00 -3.96 Normal incoming load.
Startup 12/10 09:00 -3.86 Normal incoming load.
Startup 12/10 10:00 -3.87 Normal incoming load.
Startup 12/10 11:00 -3.78 Normal incoming load.
Startup 12/10 12:00 -3.63 Normal incoming load.
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Startup 12/10 13:00 -3.61 Normal incoming load.
Startup 12/10 14:00 -3.46 Normal incoming load.
Startup 12/10 15:00 -3.48 Normal incoming load.
Startup 12/10 16:00 -3.64 Normal incoming load.
Startup 12/10 17:00 -3.67 Normal incoming load.
Startup 12/10 18:00 -3.67 Normal incoming load.
Startup 12/10 19:00 -3.67 Normal incoming load.
Startup 12/10 20:00 -3.67 Normal incoming load.
Startup 12/10 21:00 -3.67 Normal incoming load.
Startup 12/10 22:00 -3.57 Normal incoming load.
Startup 12/10 23:00 -3.54 Normal incoming load.
Startup 12/11 00:00 -3.53 Normal incoming load.
Startup 12/11 01:00 -3.51 Normal incoming load.
Startup 12/11 02:00 -3.52 Normal incoming load.
Startup 12/11 03:00 -3.64 Normal incoming load.
Startup 12/11 04:00 -3.69 Normal incoming load.
Startup 12/11 05:00 -3.75 Normal incoming load.
Startup 12/11 06:00 -3.8 Normal incoming load.
Startup 12/11 07:00 -3.95 Normal incoming load.
Startup 12/11 08:00 -3.96 Normal incoming load.
Startup 12/11 09:00 -3.91 Normal incoming load.
Startup 12/11 10:00 -3.94 Normal incoming load.
Startup 12/11 11:00 -3.94 Normal incoming load.
Startup 12/11 12:00 -3.85 Normal incoming load.
Startup 12/11 13:00 -3.86 Normal incoming load.
Startup 12/11 14:00 -3.83 Normal incoming load.
Startup 12/11 15:00 -3.8 Normal incoming load.
Startup 12/11 16:00 -3.7 Normal incoming load.
Startup 12/11 17:00 -3.5 Normal incoming load.
Startup 12/11 18:00 -3.33 Normal incoming load.
Startup 12/11 19:00 -3.29 Normal incoming load.
Startup 12/11 20:00 -3.27 Normal incoming load.
Startup 12/11 21:00 -3.28 Normal incoming load.
Startup 12/11 22:00 -3.17 Normal incoming load.
Startup 12/11 23:00 -3.17 Normal incoming load.
Startup 12/12 00:00 -3.11 Normal incoming load.
Startup 12/12 01:00 -3.12 Normal incoming load.
Startup 12/12 02:00 -3.16 Normal incoming load.
Startup 12/12 03:00 -3.18 Normal incoming load.
Startup 12/12 04:00 -3.28 Normal incoming load.
Startup 12/12 05:00 -3.34 Normal incoming load.
Startup 12/12 06:00 -3.36 Normal incoming load.
Startup 12/12 07:00 -3.32 Normal incoming load.
Startup 12/12 08:00 -3.37 Normal incoming load.
Startup 12/12 09:00 -3.42 Normal incoming load.
Startup 12/12 10:00 -3.35 Normal incoming load.
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Startup 12/12 11:00 -3.33 Normal incoming load.
Startup 12/12 12:00 -3.21 Normal incoming load.
Startup 12/12 13:00 -3.21 Normal incoming load.
Startup 12/12 14:00 -3.18 Normal incoming load.
Startup 12/12 15:00 -3.08 Normal incoming load.
Startup 12/12 16:00 -3.09 Normal incoming load.
Startup 12/12 17:00 -3.01 Normal incoming load.
Startup 12/12 18:00 -2.97 Normal incoming load.
Startup 12/12 19:00 -2.94 Normal incoming load.
Startup 12/12 20:00 -2.94 Normal incoming load.
Startup 12/12 21:00 -2.95 Normal incoming load.
Startup 12/12 22:00 -2.91 Normal incoming load.
Startup 12/12 23:00 -2.92 Normal incoming load.
Startup 12/13 00:00 -2.88 Normal incoming load.
Startup 12/13 01:00 -2.91 Normal incoming load.
Startup 12/13 02:00 -2.93 Normal incoming load.
Startup 12/13 03:00 -2.99 Normal incoming load.
Startup 12/13 04:00 -2.9 Normal incoming load.
Startup 12/13 05:00 -2.96 Normal incoming load.
Startup 12/13 06:00 -3.06 Normal incoming load.
Startup 12/13 07:00 -3.08 Normal incoming load.
Startup 12/13 08:00 -3.07 Normal incoming load.
Startup 12/13 09:00 -3 Normal incoming load.
Startup 12/13 10:00 -2.98 Normal incoming load.
Startup 12/13 11:00 -2.97 Normal incoming load.
Startup 12/13 12:00 -2.83 Normal incoming load.
Startup 12/13 13:00 -2.87 Normal incoming load.
Startup 12/13 14:00 -2.84 Normal incoming load.
Startup 12/13 15:00 -2.84 Normal incoming load.
Startup 12/13 16:00 -2.84 Normal incoming load.
Startup 12/13 17:00 -3 Normal incoming load.
Startup 12/13 18:00 -2.97 Normal incoming load.
Startup 12/13 19:00 -3.01 Normal incoming load.
Startup 12/13 20:00 -3.06 Normal incoming load.
Startup 12/13 21:00 -3.07 Normal incoming load.
Startup 12/13 22:00 -3.01 Normal incoming load.
Startup 12/13 23:00 -2.97 Normal incoming load.
Startup 12/14 00:00 -2.98 Normal incoming load.
Startup 12/14 01:00 -3.03 Normal incoming load.
Startup 12/14 02:00 -3.04 Normal incoming load.
Startup 12/14 03:00 -3.03 Normal incoming load.
Startup 12/14 04:00 -3.05 Normal incoming load.
Startup 12/14 05:00 -3.07 Normal incoming load.
Startup 12/14 06:00 -3.09 Normal incoming load.
Startup 12/14 07:00 -2.97 Normal incoming load.
Startup 12/14 08:00 -2.9 Normal incoming load.
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Startup 12/14 09:00 -2.89 Normal incoming load.
Startup 12/14 10:00 -2.91 Normal incoming load.
Startup 12/14 11:00 -2.85 Normal incoming load.
Startup 12/14 12:00 -2.73 Normal incoming load.
Startup 12/14 13:00 -2.78 Normal incoming load.
Startup 12/14 14:00 -2.82 Normal incoming load.
Startup 12/14 15:00 -2.79 Normal incoming load.
Startup 12/14 16:00 -2.82 Normal incoming load.
Startup 12/14 17:00 -2.96 Normal incoming load.
Startup 12/14 18:00 -2.97 Normal incoming load.
Startup 12/14 19:00 -2.96 Normal incoming load.
Startup 12/14 20:00 -2.91 Normal incoming load.
Startup 12/14 21:00 -2.73 Normal incoming load.
Startup 12/14 22:00 -2.72 Normal incoming load.
Startup 12/14 23:00 -2.69 Normal incoming load.
Startup 12/15 00:00 -2.64 Normal incoming load.
Startup 12/15 01:00 -2.68 Normal incoming load.
Startup 12/15 02:00 -2.84 Normal incoming load.
Startup 12/15 03:00 -3.01 Normal incoming load.
Startup 12/15 04:00 -3.05 Normal incoming load.
Startup 12/15 05:00 -3.2 Normal incoming load.
Startup 12/15 06:00 -3.39 Normal incoming load.
Startup 12/15 07:00 -3.49 Normal incoming load.
Startup 12/15 08:00 -3.42 Normal incoming load.
Startup 12/15 09:00 -3.44 Normal incoming load.
Startup 12/15 10:00 -3.41 Normal incoming load.
Startup 12/15 11:00 -3.3 Normal incoming load.
Startup 12/15 12:00 -3.21 Normal incoming load.
Startup 12/15 13:00 -3.23 Normal incoming load.
Startup 12/15 14:00 -3.27 Normal incoming load.
Startup 12/15 15:00 -3.21 Normal incoming load.
Startup 12/15 16:00 -3.19 Normal incoming load.
Startup 12/15 17:00 -3.29 Normal incoming load.
Startup 12/15 18:00 -3.4 Normal incoming load.
Startup 12/15 19:00 -3.35 Normal incoming load.
Startup 12/15 20:00 -3.32 Normal incoming load.
Startup 12/15 21:00 -3.36 Normal incoming load.
Startup 12/15 22:00 -3.34 Normal incoming load.
Startup 12/15 23:00 -3.31 Normal incoming load.
Startup 12/16 00:00 -3.3 Normal incoming load.
Startup 12/16 01:00 -3.25 Normal incoming load.
Startup 12/16 02:00 -3.33 Normal incoming load.
Startup 12/16 03:00 -3.31 Normal incoming load.
Startup 12/16 04:00 -3.47 Normal incoming load.
Startup 12/16 05:00 -3.63 Normal incoming load.
Startup 12/16 06:00 -3.94 Normal incoming load.
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Startup 12/16 07:00 -3.84 Normal incoming load.
Startup 12/16 08:00 -3.74 Normal incoming load.
Startup 12/16 09:00 -3.88 Normal incoming load.
Startup 12/16 10:00 -3.87 Normal incoming load.
Startup 12/16 11:00 -3.97 Normal incoming load.
Startup 12/16 12:00 -4.43 Normal incoming load.
Startup 12/16 13:00 -4.42 Normal incoming load.
Startup 12/16 14:00 -4.16 Normal incoming load.
Startup 12/16 15:00 -3.64 Normal incoming load.
Startup 12/16 16:00 -3.88 Normal incoming load.
Startup 12/16 17:00 -3.88 Normal incoming load.
Startup 12/16 18:00 -3.89 Normal incoming load.
Startup 12/16 19:00 -3.85 Normal incoming load.
Startup 12/16 20:00 -3.94 Normal incoming load.
Startup 12/16 21:00 -3.9 Normal incoming load.
Startup 12/16 22:00 -3.85 Normal incoming load.
Startup 12/16 23:00 -3.89 Normal incoming load.
Startup 12/17 00:00 -3.78 Normal incoming load.
Startup 12/17 01:00 -3.61 Normal incoming load.
Startup 12/17 02:00 -3.58 Normal incoming load.
Startup 12/17 03:00 -3.7 Normal incoming load.
Startup 12/17 04:00 -3.92 Normal incoming load.
Startup 12/17 05:00 -4.08 Normal incoming load.
Startup 12/17 06:00 -4.32 Normal incoming load.
Startup 12/17 07:00 -4.61 Normal incoming load.
Startup 12/17 08:00 -4.8 Normal incoming load.
Startup 12/17 09:00 -4.67 Normal incoming load.
Startup 12/17 10:00 -4.72 Normal incoming load.
Startup 12/17 11:00 -4.56 Normal incoming load.
Startup 12/17 12:00 -4.13 Normal incoming load.
Startup 12/17 13:00 -4.09 Normal incoming load.
Startup 12/17 14:00 -3.93 Normal incoming load.
Startup 12/17 15:00 -3.96 Normal incoming load.
Startup 12/17 16:00 -3.98 Normal incoming load.
Startup 12/17 17:00 -4.09 Normal incoming load.
Startup 12/17 18:00 -3.99 Normal incoming load.
Startup 12/17 19:00 -3.97 Normal incoming load.
Startup 12/17 20:00 -4.03 Normal incoming load.
Startup 12/17 21:00 -3.97 Normal incoming load.
Startup 12/17 22:00 -4.06 Normal incoming load.
Startup 12/17 23:00 -4.01 Normal incoming load.
Startup 12/18 00:00 -4 Normal incoming load.
Startup 12/18 01:00 -4.06 Normal incoming load.
Startup 12/18 02:00 -4 Normal incoming load.
Startup 12/18 03:00 -4.06 Normal incoming load.
Startup 12/18 04:00 -4.17 Normal incoming load.
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Startup 12/18 05:00 -4.31 Normal incoming load.
Startup 12/18 06:00 -4.68 Normal incoming load.
Startup 12/18 07:00 -4.64 Normal incoming load.
Startup 12/18 08:00 -4.46 Normal incoming load.
Startup 12/18 09:00 -4.2 Normal incoming load.
Startup 12/18 10:00 -4.19 Normal incoming load.
Startup 12/18 11:00 -4.24 Normal incoming load.
Startup 12/18 12:00 -3.92 Normal incoming load.
Startup 12/18 13:00 -3.81 Normal incoming load.
Startup 12/18 14:00 -3.76 Normal incoming load.
Startup 12/18 15:00 -3.78 Normal incoming load.
Startup 12/18 16:00 -3.49 Normal incoming load.
Startup 12/18 17:00 -3.39 Normal incoming load.
Startup 12/18 18:00 -3.41 Normal incoming load.
Startup 12/18 19:00 -3.36 Normal incoming load.
Startup 12/18 20:00 -3.31 Normal incoming load.
Startup 12/18 21:00 -3.39 Normal incoming load.
Startup 12/18 22:00 -3.37 Normal incoming load.
Startup 12/18 23:00 -3.36 Normal incoming load.
Startup 12/19 00:00 -3.27 Normal incoming load.
Startup 12/19 01:00 -3.37 Normal incoming load.
Startup 12/19 02:00 -3.34 Normal incoming load.
Startup 12/19 03:00 -3.37 Normal incoming load.
Startup 12/19 04:00 -3.47 Normal incoming load.
Startup 12/19 05:00 -3.55 Normal incoming load.
Startup 12/19 06:00 -3.7 Normal incoming load.
Startup 12/19 07:00 -3.66 Normal incoming load.
Startup 12/19 08:00 -3.57 Normal incoming load.
Startup 12/19 09:00 -3.55 Normal incoming load.
Startup 12/19 10:00 -3.44 Normal incoming load.
Startup 12/19 11:00 -3.35 Normal incoming load.
Startup 12/19 12:00 -3.2 Normal incoming load.
Startup 12/19 13:00 -3.12 Normal incoming load.
Startup 12/19 14:00 -3.09 Normal incoming load.
Startup 12/19 15:00 -3.03 Normal incoming load.
Startup 12/19 16:00 -3.05 Normal incoming load.
Startup 12/19 17:00 -3.28 Normal incoming load.
Startup 12/19 18:00 -3.17 Normal incoming load.
Startup 12/19 19:00 -3.17 Normal incoming load.
Startup 12/19 20:00 -3.2 Normal incoming load.
Startup 12/19 21:00 -3.17 Normal incoming load.
Startup 12/19 22:00 -3.21 Normal incoming load.
Startup 12/19 23:00 -3.21 Normal incoming load.
Startup 12/20 00:00 -3.18 Normal incoming load.
Startup 12/20 01:00 -3.23 Normal incoming load.
Startup 12/20 02:00 -3.26 Normal incoming load.
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Startup 12/20 03:00 -3.27 Normal incoming load.
Startup 12/20 04:00 -3.24 Normal incoming load.
Startup 12/20 05:00 -3.3 Normal incoming load.
Startup 12/20 06:00 -3.38 Normal incoming load.
Startup 12/20 07:00 -3.3 Normal incoming load.
Startup 12/20 08:00 -3.26 Normal incoming load.
Startup 12/20 09:00 -3.21 Normal incoming load.
Startup 12/20 10:00 -3.25 Normal incoming load.
Startup 12/20 11:00 -3.11 Normal incoming load.
Startup 12/20 12:00 -3.04 Normal incoming load.
Startup 12/20 13:00 -3.03 Normal incoming load.
Startup 12/20 14:00 -3.2 Normal incoming load.
Startup 12/20 15:00 -3.21 Normal incoming load.
Startup 12/20 16:00 -3.22 Normal incoming load.
Startup 12/20 17:00 -3.38 Normal incoming load.
Startup 12/20 18:00 -3.44 Normal incoming load.
Startup 12/20 19:00 -3.46 Normal incoming load.
Startup 12/20 20:00 -3.48 Normal incoming load.
Startup 12/20 21:00 -3.52 Normal incoming load.
Startup 12/20 22:00 -3.52 Normal incoming load.
Startup 12/20 23:00 -3.44 Normal incoming load.
Startup 12/21 00:00 -3.48 Normal incoming load.
Startup 12/21 01:00 -3.52 Normal incoming load.
Startup 12/21 02:00 -3.46 Normal incoming load.
Startup 12/21 03:00 -3.49 Normal incoming load.
Startup 12/21 04:00 -3.48 Normal incoming load.
Startup 12/21 05:00 -3.51 Normal incoming load.
Startup 12/21 06:00 -3.52 Normal incoming load.
Startup 12/21 07:00 -3.44 Normal incoming load.
Startup 12/21 08:00 -3.37 Normal incoming load.
Startup 12/21 09:00 -3.31 Normal incoming load.
Startup 12/21 10:00 -2.92 Normal incoming load.
Startup 12/21 11:00 -2.91 Normal incoming load.
Startup 12/21 12:00 -2.91 Normal incoming load.
Startup 12/21 13:00 -3.02 Normal incoming load.
Startup 12/21 14:00 -3.15 Normal incoming load.
Startup 12/21 15:00 -3.16 Normal incoming load.
Startup 12/21 16:00 -3.18 Normal incoming load.
Startup 12/21 17:00 -3.32 Normal incoming load.
Startup 12/21 18:00 -3.37 Normal incoming load.
Startup 12/21 19:00 -3.41 Normal incoming load.
Startup 12/21 20:00 -3.38 Normal incoming load.
Startup 12/21 21:00 -3.38 Normal incoming load.
Startup 12/21 22:00 -3.38 Normal incoming load.
Startup 12/21 23:00 -3.37 Normal incoming load.
Startup 12/22 00:00 -3.28 Normal incoming load.
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Startup 12/22 01:00 -3.35 Normal incoming load.
Startup 12/22 02:00 -3.37 Normal incoming load.
Startup 12/22 03:00 -3.43 Normal incoming load.
Startup 12/22 04:00 -3.6 Normal incoming load.
Startup 12/22 05:00 -3.74 Normal incoming load.
Startup 12/22 06:00 -4 Normal incoming load.
Startup 12/22 07:00 -4 Normal incoming load.
Startup 12/22 08:00 -3.98 Normal incoming load.
Startup 12/22 09:00 -4.09 Normal incoming load.
Startup 12/22 10:00 -4.13 Normal incoming load.
Startup 12/22 11:00 -4.09 Normal incoming load.
Startup 12/22 12:00 -3.6 Normal incoming load.
Startup 12/22 13:00 -3.32 Normal incoming load.
Startup 12/22 14:00 -3.56 Normal incoming load.
Startup 12/22 15:00 -3.55 Normal incoming load.
Startup 12/22 16:00 -3.77 Normal incoming load.
Startup 12/22 17:00 -3.88 Normal incoming load.
Startup 12/22 18:00 -3.88 Normal incoming load.
Startup 12/22 19:00 -3.85 Normal incoming load.
Startup 12/22 20:00 -3.86 Normal incoming load.
Startup 12/22 21:00 -3.87 Normal incoming load.
Startup 12/22 22:00 -3.83 Normal incoming load.
Startup 12/22 23:00 -3.85 Normal incoming load.
Startup 12/23 00:00 -3.8 Normal incoming load.
Startup 12/23 01:00 -3.89 Normal incoming load.
Startup 12/23 02:00 -3.82 Normal incoming load.
Startup 12/23 03:00 -3.92 Normal incoming load.
Startup 12/23 04:00 -3.95 Normal incoming load.
Startup 12/23 05:00 -4.15 Normal incoming load.
Startup 12/23 06:00 -4.41 Normal incoming load.
Startup 12/23 07:00 -4.24 Normal incoming load.
Startup 12/23 08:00 -3.84 Normal incoming load.
Startup 12/23 09:00 -3.74 Normal incoming load.
Startup 12/23 10:00 -3.69 Normal incoming load.
Startup 12/23 11:00 -3.7 Normal incoming load.
Startup 12/23 12:00 -3.53 Normal incoming load.
Startup 12/23 13:00 -3.57 Normal incoming load.
Startup 12/23 14:00 -3.55 Normal incoming load.
Startup 12/23 15:00 -3.56 Normal incoming load.
Startup 12/23 16:00 -3.27 Normal incoming load.
Startup 12/23 17:00 -3.5 Normal incoming load.
Startup 12/23 18:00 -3.7 Normal incoming load.
Startup 12/23 19:00 -3.67 Normal incoming load.
Startup 12/23 20:00 -3.61 Normal incoming load.
Startup 12/23 21:00 -3.67 Normal incoming load.
Startup 12/23 22:00 -3.62 Normal incoming load.
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ATS
Start-Up
Average

ISO Meter
Date Time Mwe Operating Comments

Startup 12/23 23:00 -3.62 Normal incoming load.
Startup 12/24 00:00 -3.59 Normal incoming load.
Startup 12/24 01:00 -3.58 Normal incoming load.
Startup 12/24 02:00 -3.65 Normal incoming load.
Startup 12/24 03:00 -3.65 Normal incoming load.
Startup 12/24 04:00 -3.75 Normal incoming load.
Startup 12/24 05:00 -3.8 Normal incoming load.
Startup 12/24 06:00 -4.07 Normal incoming load.
Startup 12/24 07:00 -4.14 Normal incoming load.
Startup 12/24 08:00 -4.06 Normal incoming load.
Startup 12/24 09:00 -4.01 Normal incoming load.
Startup 12/24 10:00 -3.87 Normal incoming load.
Startup 12/24 11:00 -3.59 Normal incoming load.
Startup 12/24 12:00 -3.48 Normal incoming load.
Startup 12/24 13:00 -3.45 Normal incoming load.
Startup 12/24 14:00 -3.37 Normal incoming load.
Startup 12/24 15:00 -3.5 Normal incoming load.
Startup 12/24 16:00 -3.58 Normal incoming load.
Startup 12/24 17:00 -3.63 Normal incoming load.
Startup 12/24 18:00 -3.68 Normal incoming load.
Startup 12/24 19:00 -3.68 Normal incoming load.
Startup 12/24 20:00 -3.66 Normal incoming load.
Startup 12/24 21:00 -3.65 Normal incoming load.
Startup 12/24 22:00 -3.64 Normal incoming load.
Startup 12/24 23:00 -3.63 Normal incoming load.
Startup 12/25 00:00 -3.59 Normal incoming load.
Startup 12/25 01:00 -3.58 Normal incoming load.
Startup 12/25 02:00 -3.59 Normal incoming load.
Startup 12/25 03:00 -3.66 Normal incoming load.
Startup 12/25 04:00 -3.66 Normal incoming load.
Startup 12/25 05:00 -3.63 Normal incoming load.
Startup 12/25 06:00 -3.62 Normal incoming load.
Startup 12/25 07:00 -3.64 Normal incoming load.
Startup 12/25 08:00 -3.52 Normal incoming load.
Startup 12/25 09:00 -3.49 Normal incoming load.
Startup 12/25 10:00 -3.45 Normal incoming load.
Startup 12/25 11:00 -3.41 Normal incoming load.
Startup 12/25 12:00 -3.31 Normal incoming load.
Startup 12/25 13:00 -3.29 Normal incoming load.
Startup 12/25 14:00 -3.28 Normal incoming load.
Startup 12/25 15:00 -3.27 Normal incoming load.
Startup 12/25 16:00 -3.32 Normal incoming load.
Startup 12/25 17:00 -3.47 Normal incoming load.
Startup 12/25 18:00 -3.53 Normal incoming load.
Startup 12/25 19:00 -3.59 Normal incoming load.
Startup 12/25 20:00 -3.62 Normal incoming load.
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ATS
Start-Up
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Startup 12/25 21:00 -3.57 Normal incoming load.
Startup 12/25 22:00 -3.51 Normal incoming load.
Startup 12/25 23:00 -3.5 Normal incoming load.
Startup 12/26 00:00 -3.48 Normal incoming load.
Startup 12/26 01:00 -3.51 Normal incoming load.
Startup 12/26 02:00 -3.54 Normal incoming load.
Startup 12/26 03:00 -3.54 Normal incoming load.
Startup 12/26 04:00 -3.56 Normal incoming load.
Startup 12/26 05:00 -3.49 Normal incoming load.
Startup 12/26 06:00 -3.55 Normal incoming load.
Startup 12/26 07:00 -3.46 Normal incoming load.
Startup 12/26 08:00 -3.15 Normal incoming load.
Startup 12/26 09:00 -3.16 Normal incoming load.
Startup 12/26 10:00 -3.21 Normal incoming load.
Startup 12/26 11:00 -3.32 Normal incoming load.
Startup 12/26 12:00 -3.24 Normal incoming load.
Startup 12/26 13:00 -3.27 Normal incoming load.
Startup 12/26 14:00 -3.33 Normal incoming load.
Startup 12/26 15:00 -3.45 Normal incoming load.
Startup 12/26 16:00 -3.49 Normal incoming load.
Startup 12/26 17:00 -3.65 Normal incoming load.
Startup 12/26 18:00 -3.74 Normal incoming load.
Startup 12/26 19:00 -3.75 Normal incoming load.
Startup 12/26 20:00 -3.83 Normal incoming load.
Startup 12/26 21:00 -3.81 Normal incoming load.
Startup 12/26 22:00 -3.77 Normal incoming load.
Startup 12/26 23:00 -3.78 Normal incoming load.
Startup 12/27 00:00 -3.77 Normal incoming load.
Startup 12/27 01:00 -3.84 Normal incoming load.
Startup 12/27 02:00 -3.86 Normal incoming load.
Startup 12/27 03:00 -3.84 Normal incoming load.
Startup 12/27 04:00 -3.82 Normal incoming load.
Startup 12/27 05:00 -3.81 Normal incoming load.
Startup 12/27 06:00 -3.52 Normal incoming load.
Startup 12/27 07:00 -3.29 Normal incoming load.
Startup 12/27 08:00 -3.31 Normal incoming load.
Startup 12/27 09:00 -3.37 Normal incoming load.
Startup 12/27 10:00 -3.33 Normal incoming load.
Startup 12/27 11:00 -3.22 Normal incoming load.
Startup 12/27 12:00 -3.39 Normal incoming load.
Startup 12/27 13:00 -3.38 Normal incoming load.
Startup 12/27 14:00 -3.33 Normal incoming load.
Startup 12/27 15:00 -3.36 Normal incoming load.
Startup 12/27 16:00 -3.35 Normal incoming load.
Startup 12/27 17:00 -3.47 Normal incoming load.
Startup 12/27 18:00 -3.61 Normal incoming load.
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Start-Up
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Startup 12/27 19:00 -3.64 Normal incoming load.
Startup 12/27 20:00 -3.68 Normal incoming load.
Startup 12/27 21:00 -3.7 Normal incoming load.
Startup 12/27 22:00 -3.7 Normal incoming load.
Startup 12/27 23:00 -3.71 Normal incoming load.
Startup 12/28 00:00 -3.67 Normal incoming load.
Startup 12/28 01:00 -3.74 Normal incoming load.
Startup 12/28 02:00 -3.73 Normal incoming load.
Startup 12/28 03:00 -3.73 Normal incoming load.
Startup 12/28 04:00 -3.83 Normal incoming load.
Startup 12/28 05:00 -3.77 Normal incoming load.
Startup 12/28 06:00 -3.7 Normal incoming load.
Startup 12/28 07:00 -3.44 Normal incoming load.
Startup 12/28 08:00 -3.26 Normal incoming load.
Startup 12/28 09:00 -3.24 Normal incoming load.
Startup 12/28 10:00 -3.14 Normal incoming load.
Startup 12/28 11:00 -3.08 Normal incoming load.
Startup 12/28 12:00 -3.04 Normal incoming load.
Startup 12/28 13:00 -3.07 Normal incoming load.
Startup 12/28 14:00 -3.05 Normal incoming load.
Startup 12/28 15:00 -3 Normal incoming load.
Startup 12/28 16:00 -3.01 Normal incoming load.
Startup 12/28 17:00 -3.09 Normal incoming load.
Startup 12/28 18:00 -3.14 Normal incoming load.
Startup 12/28 19:00 -3.14 Normal incoming load.
Startup 12/28 20:00 -3.16 Normal incoming load.
Startup 12/28 21:00 -3.3 Normal incoming load.
Startup 12/28 22:00 -3.26 Normal incoming load.
Startup 12/28 23:00 -3.32 Normal incoming load.
Startup 12/29 00:00 -3.28 Normal incoming load.
Startup 12/29 01:00 -3.31 Normal incoming load.
Startup 12/29 02:00 -3.32 Normal incoming load.
Startup 12/29 03:00 -3.4 Normal incoming load.
Startup 12/29 04:00 -3.56 Normal incoming load.
Startup 12/29 05:00 -3.55 Normal incoming load.
Startup 12/29 06:00 -3.78 Normal incoming load.
Startup 12/29 07:00 -3.83 Normal incoming load.
Startup 12/29 08:00 -3.6 Normal incoming load.
Startup 12/29 09:00 -3.5 Normal incoming load.
Startup 12/29 10:00 -3.49 Normal incoming load.
Startup 12/29 11:00 -3.43 Normal incoming load.
Startup 12/29 12:00 -3.42 Normal incoming load.
Startup 12/29 13:00 -3.31 Normal incoming load.
Startup 12/29 14:00 -3.33 Normal incoming load.
Startup 12/29 15:00 -3.31 Normal incoming load.
Startup 12/29 16:00 -3.38 Normal incoming load.
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Startup 12/29 17:00 -3.53 Normal incoming load.
Startup 12/29 18:00 -3.49 Normal incoming load.
Startup 12/29 19:00 -3.47 Normal incoming load.
Startup 12/29 20:00 -3.51 Normal incoming load.
Startup 12/29 21:00 -3.42 Normal incoming load.
Startup 12/29 22:00 -3.43 Normal incoming load.
Startup 12/29 23:00 -3.4 Normal incoming load.
Startup 12/30 00:00 -3.35 Normal incoming load.
Startup 12/30 01:00 -3.39 Normal incoming load.
Startup 12/30 02:00 -3.39 Normal incoming load.
Startup 12/30 03:00 -3.43 Normal incoming load.
Startup 12/30 04:00 -3.49 Normal incoming load.
Startup 12/30 05:00 -3.54 Normal incoming load.
Startup 12/30 06:00 -3.69 Normal incoming load.
Startup 12/30 07:00 -3.7 Normal incoming load.
Startup 12/30 08:00 -3.84 Normal incoming load.
Startup 12/30 09:00 -3.75 Normal incoming load.
Startup 12/30 10:00 -3.83 Normal incoming load.
Startup 12/30 11:00 -3.71 Normal incoming load.
Startup 12/30 12:00 -3.64 Normal incoming load.
Startup 12/30 13:00 -3.49 Normal incoming load.
Startup 12/30 14:00 -3.61 Normal incoming load.
Startup 12/30 15:00 -3.47 Normal incoming load.
Startup 12/30 16:00 -3.27 Normal incoming load.
Startup 12/30 17:00 -3.31 Normal incoming load.
Startup 12/30 18:00 -3.47 Normal incoming load.
Startup 12/30 19:00 -3.52 Normal incoming load.
Startup 12/30 20:00 -3.51 Normal incoming load.
Startup 12/30 21:00 -3.53 Normal incoming load.
Startup 12/30 22:00 -3.53 Normal incoming load.
Startup 12/30 23:00 -3.52 Normal incoming load.
Startup 12/31 00:00 -3.48 Normal incoming load.
Startup 12/31 01:00 -3.55 Normal incoming load.
Startup 12/31 02:00 -3.53 Normal incoming load.
Startup 12/31 03:00 -3.58 Normal incoming load.
Startup 12/31 04:00 -3.67 Normal incoming load.
Startup 12/31 05:00 -3.69 Normal incoming load.
Startup 12/31 06:00 -3.83 Normal incoming load.
Startup 12/31 07:00 -4 Normal incoming load.
Startup 12/31 08:00 -3.92 Normal incoming load.
Startup 12/31 09:00 -3.82 Normal incoming load.
Startup 12/31 10:00 -3.73 Normal incoming load.
Startup 12/31 11:00 -3.67 Normal incoming load.
Startup 12/31 12:00 -3.67 Normal incoming load.
Startup 12/31 13:00 -3.46 Normal incoming load.
Startup 12/31 14:00 -3.36 Normal incoming load.
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Startup 12/31 15:00 -3.22 Normal incoming load.
Startup 12/31 16:00 -3.16 Normal incoming load.
Startup 12/31 17:00 -3.39 Normal incoming load.
Startup 12/31 18:00 -3.39 Normal incoming load.
Startup 12/31 19:00 -3.43 Normal incoming load.
Startup 12/31 20:00 -3.4 Normal incoming load.
Startup 12/31 21:00 -3.37 Normal incoming load.
Startup 12/31 22:00 -3.37 Normal incoming load.
Startup 12/31 23:00 -3.36 Normal incoming load.
Startup Total December -2,550.87 Data looks AOK.  Average hourly load = 3.43 Mw
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