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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,159:     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159

Net     1,109:     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109
Dependable Capacity (MW) Gross     1,138:     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138

Net     1,088:     1,088     1,088     1,088     1,088     1,088     1,088     1,088     1,088     1,088     1,088     1,088     1,088
Actual Generation (MW) Gross   827,111:   749,363   493,548         0         0   496,193   783,524   859,894   830,117   858,643   831,416   851,572  7581,381

Net   791,429:   715,632   466,952    -1,996   -14,326   462,902   745,643   821,756   793,103   820,255   794,080   812,927  7208,357
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 1/  1 1/  1 0/  0 0/  0 0/  0 0/  0 0/  0 2/  2
Service Hours    744.00:    696.00    507.00      0.00      0.00    557.00    693.00    744.00    720.00    744.00    720.00    744.00  6,869.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    696.00    507.00      0.00      0.00    557.00    693.00    744.00    720.00    744.00    720.00    744.00  6,869.00
Planned Outage Hours      0.00:      0.00    237.00    720.00    177.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00  1,134.00
      Number of Occurrences         0:         0         1         0         0         0         0         0         0         0         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      4.00     51.00      0.00      0.00      0.00      0.00      0.00     55.00
      Number of Occurrences         0:         0         0         0         0         1         1         0         0         0         0         0         2
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         1         0         0         0         0         0         0         0         1
Extension Outage Hours      0.00:      0.00      0.00      0.00    567.00    159.00      0.00      0.00      0.00      0.00      0.00      0.00    726.00
      Number of Occurrences         0:         0         0         0         1         0         0         0         0         0         0         0         1
TOTAL UNAVAILABLE HOURS      0.00:      0.00    237.00    720.00    744.00    163.00     51.00      0.00      0.00      0.00      0.00      0.00  1,915.00
TOTAL PERIOD HOURS    744.00:    696.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,784.00
Scheduled derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      5.88      0.00      0.00      0.00      0.00     23.52     29.40
      Number of Occurrences         0:         0         0         0         0         0         1         0         0         0         0         1         2
Forced Derated Hours     50.07:    147.65    462.63      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    660.35
      Number of Occurrences         1:         1         0         0         0         0         0         0         0         0         0         0         2
TOTAL UNIT DERATED HOURS     50.07:    147.65    462.63      0.00      0.00      0.00      5.88      0.00      0.00      0.00      0.00     23.52    689.75
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00      0.00      0.00      1.02      0.00      0.00      0.00      0.00      3.86      4.88
*Equivalent Forced Hours     25.69:     23.03     72.17      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    120.89
TOTAL EQUIVALENT HOURS     25.69:     23.03     72.17      0.00      0.00      0.00      1.02      0.00      0.00      0.00      0.00      3.86    125.77
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     95.92:     92.90     57.24      0.00      0.00     59.46     90.86     99.72     99.48     99.58     99.63     98.76     74.47

NCF     95.92:     92.71     56.59      0.25      1.74     57.97     90.37     99.60     99.33     99.41     99.45     98.53     74.00
SF    100.00:    100.00     68.15      0.00      0.00     77.36     93.15    100.00    100.00    100.00    100.00    100.00     78.20

SOF      0.00:      0.00     31.85    100.00    100.00     22.08      0.00      0.00      0.00      0.00      0.00      0.00     21.17
FOF      0.00:      0.00      0.00      0.00      0.00      0.56      6.85      0.00      0.00      0.00      0.00      0.00      0.63

AF    100.00:    100.00     68.15      0.00      0.00     77.36     93.15    100.00    100.00    100.00    100.00    100.00     78.20
EAF     94.65:     94.80     57.15      0.00      0.00     75.90     91.24     98.11     98.11     98.11     98.11     97.59     75.29
FOR      0.00:      0.00      0.00      0.00      0.00      0.71      6.85      0.00      0.00      0.00      0.00      0.00      0.79

EFOR      3.45:      3.31     14.23      0.00      0.00      0.71      6.85      0.00      0.00      0.00      0.00      0.00      2.54

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,164:     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164

Net     1,114:     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114
Dependable Capacity (MW) Gross     1,137:     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137

Net     1,087:     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087
Actual Generation (MW) Gross   850,314:   760,632   849,466   822,066   848,646   778,298   837,996   838,328   794,549   644,687         0   368,844  8393,826

Net   812,031:   724,727   810,936   785,057   810,451   743,994   802,027   802,363   759,718   614,629    -1,446   337,457  8001,944
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 1/  1 1/  1
Service Hours    744.00:    696.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    578.00      0.00    383.00  7,537.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    696.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    578.00      0.00    383.00  7,537.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    166.00    720.00     92.00    978.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         1         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         1         1
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    269.00    269.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         1         1
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    166.00    720.00    361.00  1,247.00
TOTAL PERIOD HOURS    744.00:    696.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,784.00
Scheduled derated Hours      0.00:      0.00      7.05      0.00      0.00     67.10     15.97     18.93     20.55     21.22      0.00      0.00    150.82
      Number of Occurrences         0:         0         1         0         0         1         1         1         1         1         0         0         6
Forced Derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00    385.80      0.00      0.00      0.00    385.80
      Number of Occurrences         0:         0         0         0         0         0         0         0         2         0         0         0         2
TOTAL UNIT DERATED HOURS      0.00:      0.00      7.05      0.00      0.00     67.10     15.97     18.93    406.35     21.22      0.00      0.00    536.62
Equivalent Scheduled Hours      0.00:      0.00      1.08      0.00      0.00     32.16      7.99      9.07      9.85     10.17      0.00      0.00     70.32
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00     10.04      0.00      0.00      0.00     10.04
TOTAL EQUIVALENT HOURS      0.00:      0.00      1.08      0.00      0.00     32.16      7.99      9.07     19.89     10.17      0.00      0.00     80.36
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     98.19:     93.89     98.09     98.09     97.99     92.87     96.76     96.80     94.81     74.44      0.00     42.59     82.09

NCF     97.97:     93.47     97.84     97.88     97.78     92.76     96.77     96.81     94.72     74.16      0.18     40.72     81.77
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00     77.69      0.00     51.48     85.80

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     22.31    100.00     48.52     14.20
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00     77.69      0.00     51.48     85.80
EAF     97.58:     97.58     97.43     97.58     97.58     93.11     96.50     96.36     94.81     74.44      0.00     50.23     82.81
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      1.39      0.00      0.00      0.00      0.13

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown


