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GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #1

Nameplate (MW)  1137
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,159:     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159     1,159

Net     1,109:     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109     1,109
Dependable Capacity (MW) Gross     1,138:     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138     1,138

Net     1,087:     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087
Actual Generation (MW) Gross   838,582:   702,942   856,541   826,783   852,465   809,992   856,783   854,535   786,886   606,789         0   726,899  8719,197

Net   800,368:   669,422   818,287   789,703   814,156   773,468   818,544   816,621   750,648   577,739         0   691,872  8320,828
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 1/  1 1/  1
Service Hours    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    533.00      0.00    691.00  7,776.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    533.00      0.00    691.00  7,776.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    211.00    720.00     53.00    984.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         1         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    211.00    720.00     53.00    984.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours     26.24:    110.72      0.00      0.00      6.00     31.53      0.00     28.63     23.35      0.00      0.00    118.97    345.44
      Number of Occurrences         1:         1         0         0         1         1         0         1         1         0         0         4        10
Forced Derated Hours      0.00:      0.73      0.00      0.00      0.00      0.00      0.00      0.00     38.00     16.31      0.00     25.43     80.47
      Number of Occurrences         0:         1         0         0         0         0         0         0         1         2         0         1         5
TOTAL UNIT DERATED HOURS     26.24:    111.45      0.00      0.00      6.00     31.53      0.00     28.63     61.35     16.31      0.00    144.40    425.91
Equivalent Scheduled Hours     14.84:     63.60      0.00      0.00      1.01     17.54      0.00      0.34      3.10      0.00      0.00     48.15    148.58
*Equivalent Forced Hours      0.00:      0.20      0.00      0.00      0.00      0.00      0.00      0.00     31.76      0.07      0.00     21.03     53.06
TOTAL EQUIVALENT HOURS     14.84:     63.80      0.00      0.00      1.01     17.54      0.00      0.34     34.86      0.07      0.00     69.18    201.64
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     97.25:     90.25     99.33     99.08     98.86     97.07     99.36     99.10     94.30     70.37      0.00     84.30     85.88

NCF     97.00:     89.83     99.17     98.90     98.67     96.87     99.21     98.97     94.01     70.02      0.00     83.85     85.65
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00     71.64      0.00     92.88     88.77

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     28.36    100.00      7.12     11.23
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00     71.64      0.00     92.88     88.77
EAF     96.02:     88.52     98.02     98.02     97.88     95.58     98.02     97.97     93.18     70.21      0.00     81.74     84.70
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.00:      0.03      0.00      0.00      0.00      0.00      0.00      0.00      4.41      0.01      0.00      3.04      0.68

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown
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GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #2
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,164:     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164     1,164

Net     1,114:     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114     1,114
Dependable Capacity (MW) Gross     1,137:     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137     1,137

Net     1,087:     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087     1,087
Actual Generation (MW) Gross   849,122:   768,762   852,194   824,690   852,907   825,423   853,293   851,982   729,867   818,893   820,677   825,512  9873,322

Net   812,938:   736,055   815,954   789,782   816,867   790,182   817,276   815,644   695,374   780,905   783,582   787,168  9441,727
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0
Service Hours    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours      3.30:      0.00      0.00      0.00      0.00      0.00      4.67     22.09     69.72     41.22     60.93     37.98    239.91
      Number of Occurrences         1:         0         0         0         0         0         1         1         1         1         1         1         7
Forced Derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00     32.41     26.00      0.00     25.45     83.86
      Number of Occurrences         0:         0         0         0         0         0         0         0         2         1         0         1         4
TOTAL UNIT DERATED HOURS      3.30:      0.00      0.00      0.00      0.00      0.00      4.67     22.09    102.13     67.22     60.93     63.43    323.77
Equivalent Scheduled Hours      0.49:      0.00      0.00      0.00      0.00      0.00      0.70      0.40     39.87      5.07      0.38      0.58     47.49
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00     24.36     22.22      0.00     21.06     67.64
TOTAL EQUIVALENT HOURS      0.49:      0.00      0.00      0.00      0.00      0.00      0.70      0.40     64.23     27.29      0.38     21.64    115.13
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     98.05:     98.28     98.40     98.40     98.49     98.49     98.53     98.38     87.09     94.56     97.92     95.32     96.83

NCF     98.08:     98.32     98.45     98.47     98.56     98.52     98.61     98.41     86.70     94.22     97.69     94.98     96.75
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00
EAF     97.51:     97.58     97.58     97.58     97.58     97.58     97.48     97.52     88.66     93.91     97.52     94.67     96.26
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      3.38      2.99      0.00      2.83      0.77

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown


