
Generating Availablity Data, Annual by Month    12006  2/23/07
GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #1

Nameplate (MW)  1137
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,196:     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196

Net     1,144:     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144
Dependable Capacity (MW) Gross     1,174:     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174

Net     1,122:     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122
Actual Generation (MW) Gross   885,154:   804,111   891,111   858,413   889,736   857,659   887,892   884,727   858,862   885,827   799,233   886,753  10389478

Net   847,824:   769,878   852,983   821,001   851,047   820,642   851,443   848,275   822,566   847,638   763,086   848,600  9944,983
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0
Service Hours    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours      0.00:      0.00      0.00      0.00      0.00      5.63      0.00      0.00      0.00      0.00     94.97      0.00    100.60
      Number of Occurrences         0:         0         0         0         0         1         0         0         0         0         1         0         2
Forced Derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNIT DERATED HOURS      0.00:      0.00      0.00      0.00      0.00      5.63      0.00      0.00      0.00      0.00     94.97      0.00    100.60
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00      0.00      0.82      0.00      0.00      0.00      0.00     45.66      0.00     46.48
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL EQUIVALENT HOURS      0.00:      0.00      0.00      0.00      0.00      0.82      0.00      0.00      0.00      0.00     45.66      0.00     46.48
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     99.48:    100.05    100.14     99.69     99.99     99.60     99.78     99.43     99.74     99.55     92.81     99.65     99.17

NCF     99.61:    100.14    100.22     99.67     99.99     99.63    100.04     99.66     99.86     99.59     92.64     99.70     99.24
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00
EAF     98.08:     98.08     98.08     98.08     98.08     97.96     98.08     98.08     98.08     98.08     91.73     98.08     97.55
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown



Generating Availablity Data, Annual by Month    22006  2/23/07
GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #2
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,164:     1,164     1,164     1,164     1,164     1,164     1,197     1,197     1,197     1,197     1,197     1,197     1,180

Net     1,114:     1,144     1,114     1,114     1,114     1,114     1,146     1,146     1,146     1,146     1,146     1,146     1,132
Dependable Capacity (MW) Gross     1,137:     1,137     1,137     1,137     1,137     1,137     1,170     1,170     1,170     1,170     1,170     1,170     1,153

Net     1,087:     1,087     1,087     1,087     1,087     1,087     1,118     1,118     1,118     1,118     1,118     1,118     1,102
Actual Generation (MW) Gross   844,553:   766,544   849,115   434,366    99,959   857,762   887,933   882,737   854,379   882,994   853,973   699,842  8914,157

Net   807,355:   733,397   812,347   413,505    85,573   822,891   850,282   844,957   818,645   846,614   818,899   665,535  8520,000
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 2/  2 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 2/  2 4/  4
Service Hours    744.00:    672.00    744.00    384.00    142.00    720.00    744.00    744.00    720.00    744.00    720.00    656.00  7,734.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    384.00    142.00    720.00    744.00    744.00    720.00    744.00    720.00    656.00  7,734.00
Planned Outage Hours      0.00:      0.00      0.00    335.00    596.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    931.00
      Number of Occurrences         0:         0         0         1         0         0         0         0         0         0         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      6.00      0.00      0.00      0.00      0.00      0.00      0.00     88.00     94.00
      Number of Occurrences         0:         0         0         0         1         0         0         0         0         0         0         2         3
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00    335.00    602.00      0.00      0.00      0.00      0.00      0.00      0.00     88.00  1,025.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours     16.95:     27.08      0.45      0.00      0.00      0.00      0.00      0.00      3.28      0.00      0.00      0.00     47.76
      Number of Occurrences         2:         0         1         0         0         0         0         0         1         0         0         0         4
Forced Derated Hours      0.00:      0.00      0.00      0.00      0.00      7.88      0.00      9.85      0.05      0.00      0.00      0.00     17.78
      Number of Occurrences         0:         0         0         0         0         1         0         1         0         0         0         0         2
TOTAL UNIT DERATED HOURS     16.95:     27.08      0.45      0.00      0.00      7.88      0.00      9.85      3.33      0.00      0.00      0.00     65.54
Equivalent Scheduled Hours      3.98:      0.00      0.01      0.00      0.00      0.00      0.00      0.00      0.45      0.00      0.00      0.00      4.44
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.81      0.00      2.80      0.01      0.00      0.00      0.00      3.62
TOTAL EQUIVALENT HOURS      3.98:      0.00      0.01      0.00      0.00      0.81      0.00      2.80      0.46      0.00      0.00      0.00      8.06
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     97.52:     98.00     98.05     51.83     11.54    102.35     99.70     99.12     99.13     99.15     99.09     78.58     86.24

NCF     97.41:     95.40     98.01     51.55     10.32    102.59     99.73     99.10     99.22     99.30     99.25     78.06     85.92
SF    100.00:    100.00    100.00     53.33     19.09    100.00    100.00    100.00    100.00    100.00    100.00     88.17     88.29

SOF      0.00:      0.00      0.00     46.53     80.11      0.00      0.00      0.00      0.00      0.00      0.00      0.00     10.63
FOF      0.00:      0.00      0.00      0.00      0.81      0.00      0.00      0.00      0.00      0.00      0.00     11.83      1.07

AF    100.00:    100.00    100.00     53.33     19.09    100.00    100.00    100.00    100.00    100.00    100.00     88.17     88.29
EAF     97.04:     95.02     97.58     52.04     18.62     97.46     97.56     97.18     97.49     97.56     97.56     86.02     85.86
FOR      0.00:      0.00      0.00      0.00      4.05      0.00      0.00      0.00      0.00      0.00      0.00     11.83      1.20

EFOR      0.00:      0.00      0.00      0.00      4.05      0.11      0.00      0.38      0.00      0.00      0.00     11.83      1.25

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown


