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GADS Unit Report (Based on IEEE Standard 762) Utility/Unit 925PACIFIC GAS AND ELECTRIC CO., DIABLO CANYON #1
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,196:     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196     1,196

Net     1,144:     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144     1,144
Dependable Capacity (MW) Gross     1,174:     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174     1,174

Net     1,122:     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122     1,122
Actual Generation (MW) Gross   889,263:   801,704   889,501   832,547    20,689   855,922   891,763   661,146   863,684   891,851   857,293   850,463  9305,826

Net   851,356:   767,047   851,338   796,303    10,427   820,123   852,904   623,569   826,906   852,874   819,930   811,581  8884,358
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 1/  1 0/  0 0/  0 1/  1 0/  0 0/  0 0/  0 0/  0 2/  2
Service Hours    744.00:    672.00    744.00    698.00     51.00    720.00    744.00    572.00    720.00    744.00    720.00    744.00  7,873.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    698.00     51.00    720.00    744.00    572.00    720.00    744.00    720.00    744.00  7,873.00
Planned Outage Hours      0.00:      0.00      0.00     23.00    693.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00    716.00
      Number of Occurrences         0:         0         0         1         0         0         0         0         0         0         0         0         1
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00    173.00      0.00      0.00      0.00      0.00    173.00
      Number of Occurrences         0:         0         0         0         0         0         0         1         0         0         0         0         1
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00     23.00    693.00      0.00      0.00    173.00      0.00      0.00      0.00      0.00    889.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours      0.00:     28.37      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     28.37
      Number of Occurrences         0:         1         0         0         0         0         0         0         0         0         0         0         1
Forced Derated Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     10.57      0.00      0.00      0.00     33.20     43.77
      Number of Occurrences         0:         0         0         0         0         0         0         1         0         0         0         1         2
TOTAL UNIT DERATED HOURS      0.00:     28.37      0.00      0.00      0.00      0.00      0.00     10.57      0.00      0.00      0.00     33.20     72.14
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL EQUIVALENT HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     99.94:     99.75     99.96     96.68      2.33     99.40    100.22     74.30    100.30    100.23     99.56     95.58     88.82

NCF    100.03:     99.78    100.02     96.68      1.23     99.57    100.21     73.26    100.39    100.20     99.54     95.35     88.65
SF    100.00:    100.00    100.00     96.94      6.85    100.00    100.00     76.88    100.00    100.00    100.00    100.00     89.87

SOF      0.00:      0.00      0.00      3.19     93.15      0.00      0.00      0.00      0.00      0.00      0.00      0.00      8.17
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     23.25      0.00      0.00      0.00      0.00      1.97

AF    100.00:    100.00    100.00     96.94      6.85    100.00    100.00     76.88    100.00    100.00    100.00    100.00     89.87
EAF     98.08:     98.08     98.08     95.08      6.72     98.08     98.08     75.40     98.08     98.08     98.08     98.08     88.15
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     23.22      0.00      0.00      0.00      0.00      2.15

EFOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00     23.22      0.00      0.00      0.00      0.00      2.15

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown
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Period 3Period 1 Period 4 Period 5 Period 6 Period 7 Period 8 Period 9 Period 10 Period 11 Period 12 AnnualPeriod 2
Maximum Capacity (MW) Gross     1,197:     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197     1,197

Net     1,146:     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146     1,146
Dependable Capacity (MW) Gross     1,170:     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170     1,170

Net     1,118:     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118     1,118
Actual Generation (MW) Gross   884,875:   796,683   879,752   800,744   881,326   850,093   877,453   872,696   846,483   873,548   838,613   801,954  10204220

Net   848,437:   763,997   843,390   765,238   842,984   813,277   841,278   836,193   810,782   836,881   803,102   765,511  9771,070
Loading Characteristics         1:         1         1         1         1         1         1         1         1         1         1         1
Attempted/Actual Unit starts 0/  0: 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0 0/  0
Service Hours    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Reserve Shutdown Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Pumping Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Synchronous Cond. Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL AVAILABLE HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Planned Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Forced Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Maintenance Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
Extension Outage Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
      Number of Occurrences         0:         0         0         0         0         0         0         0         0         0         0         0         0
TOTAL UNAVAILABLE HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL PERIOD HOURS    744.00:    672.00    744.00    720.00    744.00    720.00    744.00    744.00    720.00    744.00    720.00    744.00  8,760.00
Scheduled derated Hours      0.00:      0.00      0.00     93.48      0.00      0.00      0.00      0.00      5.82      0.00      0.00      0.00     99.30
      Number of Occurrences         0:         0         0         1         0         0         0         0         1         0         0         0         2
Forced Derated Hours     91.95:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00     98.55    190.50
      Number of Occurrences         1:         0         0         0         0         0         0         0         0         0         0         1         2
TOTAL UNIT DERATED HOURS     91.95:      0.00      0.00     93.48      0.00      0.00      0.00      0.00      5.82      0.00      0.00     98.55    289.80
Equivalent Scheduled Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
*Equivalent Forced Hours      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
TOTAL EQUIVALENT HOURS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Equiv Forced Hrs During RS      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
Fuel Types. . . . . . . . . . . . . Primary        NU:        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU        NU

Secondary:
Factors . . . . . . . . . . . . . . GCF     99.36:     99.04     98.79     92.91     98.96     98.64     98.53     97.99     98.22     98.09     97.30     90.05     97.32

NCF     99.51:     99.21     98.92     92.74     98.87     98.56     98.67     98.07     98.26     98.15     97.33     89.78     97.33
SF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00

SOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00
FOF      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

AF    100.00:    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00    100.00
EAF     97.56:     97.56     97.56     97.56     97.56     97.56     97.56     97.56     97.56     97.56     97.56     97.56     97.56
FOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

EFOR      0.00:      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00      0.00

* Note: Equivalent forced hours includes equivalent forced hours during reserve shutdown


