
From: Bozorgchami, Payam@Energy  
Sent: Friday, July 17, 2015 12:52 PM 
To: 'info@app-techinc.com' 
Subject: Changes to the Residential Compliance Manual 
 
Dear Mr. Splitt, 
 
I wanted to reach out to you and review the changes we made to the Residential Compliance Manual in 
response to your Emergency Rulemaking petition.  
 
We were able to edit several sections in the Manual in response to your recommendations. Attached 
are page excerpts containing the changes (highlighted) that address items in your petition, numbered 
according to each item. The edits include the following:  
 

 Item 3: §150.0(q)  
 
Section 3.3.1 ‐ Clarified the reason for mandating minimum requirements for the building envelope. 
Even though the mandatory requirements do not necessarily increase energy efficiency, it provides a 
baseline to support the long‐term goal of zero net energy. 
Section 3.5.3.4 ‐ Clarified that the minimum U‐factor for fenestration is based on worst case scenario 
and using area‐weighted averaging allows more flexibility in the placement of fenestration products 
throughout the building. 

 Item 4: §150.1(c)3A, Exception 4 
 

1. Section 3.5.3.2A and Section 3.5.5D ‐ Revised the language to show that there is a 
compliance path for non‐rated site‐built windows, even though they are rare. There can 
be a combination of different fenestration products used and this exception only applies 
to non‐rated site‐built products. 

2. Section 3.5.3.2 – Added an example of a single‐pane, operable, metal‐framed 
fenestration product having a U‐factor of 1.28 from Table 110.6‐A. These are the worst 
case scenarios that can be assumed when the product is not rated by NFRC. However, 
the area weighted average U‐factor must not exceed 0.58. 

 Item 6: §141.0(b)1 
 
Reference to Section 3.3.1 (item3.pdf) – The minimum requirements support the long term goal of zero 
net energy in existing buildings and does not allow a building envelope component to be traded off 
against other building components. 

 Item 7: §141.0(b)2Biii 
Example 9‐13 – Added this example to show why this section is not relevant to this situation and what 
section of the Standards would apply. 
 
Please let me know if there’s any additional information my team can provide. 
 
Regards, 
Payam 
 
Payam Bozorgchami, PE 
Civil Engineer 

California Energy Commission

TN # 76058
 JUL 17 2015

DOCKETED 
15-MISC-01



California Energy Commission 
1516 Ninth Street,  MS 37 
Sacramento, CA  95814 
(916) 654‐4618 
 
 



Building Envelope Requirements - Key Envelope Compliance Terms Page 3-3 

when revisions are made to the Energy S&tandards~ and information regarding their use and 
eligibility and/or installation criteria are incorporated in compliance and reference manuals. 

When the Energy Commission approves a new compliance option it is listed in the Special 
Cases section of the Energy Commission's website based on the adoption year of the 
Energy sStandards_;_ 
http://www.enerqy.ca.gov/title24/2008standards/special case appliance/ 

3.3.1 Mandatory Features and Devices 

I §t5o.o 

Mandatory requirements are necessary to support the long-term goal of zero net energy 
buildings When compliance is being demonstrated with either the prescriptive o~ 
perfomwnce compliance paths, there are manclato1y measures that must be installed. 
Minimum mandatory measures must be met regard less of the method of compliance being 
used For example, a building may comply using performance computer modeling software 
with efll.y-a U-factor of U-0.44-065 insulation in a wood-framed attic roof, but a U-factor of at 
least U-0.0_13+ must be insta lled~ eesat,~ss tl:iat is tl:ie r:Ram:latGPJ r:R i Ri r:Rt,~r:R . 
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requires a label that states, "Manufacturer stipulates that this rating was determined in accordance with 
applicable NFRC procedu res.~ 

Example 3-13 

Question 

How would the U-factor and the SHGC be determined if the tubular daylighting device in the example above 
has a dual pane diffuser (instead of single pane) mounted at the ceiling? 

Answer 

The procedure would be exactly the same as the example above, except that the double pane U-factor and 
SHGC values from_ ataA8ar8s TA81:€ables 110.6-A and §TABb~ 11 0.6-B of the Energy Standards would 
be used instead of single pane values. Note that up to 3 ft of tubular daylighting device is assumed to have 
the U-factor and SHGC required by Package A for prescriptive performance compliance (Exception 1 to 
§150.1(c)3A). 

--Fenestrat ion U-factor 

3.5.3.4 

jA,eptiG3Ble &eslieR: §150.0(q) 

For fenestration products. With the 2Q'I~ 2Q'IG llt:JGate, tl=le Rl an9ater;· Rl aXiRlliRl U faeter is' 
set 19y §'lf:iQ.Q(q) states that tthe mandatory maximum U-factor is 0 .58. This is based on th~~ 
worst case scenario for a double-pane. vinyl fmmed fenestration product includinqf 
skylights .fer fenestratien inei ~J9inQ skyliQI=its te tle at RlaxiRl !JRl U faeter ef Q.5@ While there is~ 
an allowanee for areArea-weighted averaging, can be used to allow flexibil itv for the I 
rplacement of a fenestration product with a U-factor qreater than 0.58. tl=i is will liFRit tl=ie use of 
sinQie J:)ane t:JF9G ~Jets. Up to 10 ff' or 0 .5% of conditioned floor area (whichever is greater) is 
exempt from the maximum U-factor requirement. 

I 201-J.§. Residential Compliance Manual J 2Q142Q1 §Date 
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metal-framed fenestration product has a U-factor of 1.28. To get credit for high performance 
window features such as low-e (low-emissivity) coatings and thermal break frames, the 
window manufacturer must have the w indow tested, labeled, and certified according to 
NFRC procedures 

A Site-built Fenestration Products. For special cases in low-rise residential constructionjn 
which;:: site-built products are installed, the site-built products shall be treated the same as 
manufactured products: proof of U-factor and SHGC values must come from NFRC 
ratings or from StaAElarElsthe default TABLE Table 110.6-A and TABLE Table 110.6-B_Qf 
the Energy Standards. or alternatively use of Refer:ense ~lgnresi9enti al Apgen9ix NA-6 if 
the area of the site-built is less than 250 ff~. 

Note: When & unrated site-built fenestration is used in a residential application~ there is 
an alternative procedure to calculate the default U-factor and SHGC values. Th9~,iQh When 
tl.lJ.Sing area-weighted averaging, tl=li&-the alternative may not result in meeting the 
prescriptive values as required by .§Tabl'e 150.1-A The alternative calculation can be 
found in the Referense ~lgnresi9enti al A ppen9ises NA6,. or it may re~u ire thegbe 
necessary to use Gf the performance approach to meet energy compliance 

B. Field-fabricated Products §11 O.G(b). Field-fabricated fenestration must always use the 
Energy Commission default U-factors from Stan9ar9s TABLE Table 110.6-A and SHGC 
values from_T MbEable 11 0.6-B of the Energy Standards. There is no minimum 
requirement for VT, bt:Jt onlyas it is usedl for informational purposes. 

Fef-a.Acceptable methods of determining U-factor and SHGC are shown in Table 3-1A and 
Table 3-18 respectively. 

Table 3-1A Aeeeetable Methods for Determining U-factor 

Fenestration Catego!:l£ 

U-factor 
Site-BuiH 

Fenestration Field-
Determination Manufactured Manufactured (Vertical& Fabricated Glass 

Method Windows Sf\¥1ights Sk~ight) Fenestration Block 

NFRC's Comoo nent 
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3.5.5 Fenestration Prescriptive Exceptions 

I ~pplisa~'e S'es#gq: §150.1(c) 3A through § 150.1(c)3C 

~Doors and Tubular Daylight ing Device 
In each dwelling unit, up to 3 ft2 of the glazing area installed in doors and up to 3 ft2 of 
tubular daylighting devices area with dual-pane diffusers at the ceiling are exempt from the 
prescriptive U-factor and SHGC requirements, where area is included in the maximum of 
20% ~ersent fenestration area. However, the U-factor shall not exceed a maximum is 
0.58. See §150.0(q) and Exception 1 of §150.1(c)3A. 
A 

B. Skylights 
Each new dwell ing unit may have up to 16 ife of skylight area; the area is included in the 
maximum of 20% ~ersent fenestration area and meets a maximum 0.55 U-factor and a 
maximum SHGC of 0.30. See Exception 2 of §150 1(c )3A. 

Aside from the specific exceptions to the Fenestration Prescriptive requirements, U-factors 
and SHGCs for skylights can be significantly higher than they are for windows so long as 
their area weight-averaged U-factor and SHGC do not exceed the 0.55 U-factor and is not 
greater than the 0.30 SHGC when large amounts of individual skylights are used for 
prescriptive compliance. Alternatively , the performance approach should be used for 
meeting energy compliance 

L Dynamic Glazing 
If a dwelling unit includes a type of dynamic glazing that is electric-chromatic, chromogenic 
!YQg_ or integrated shading device, and the g lazing is automatically controlled, use the 
lowest U-factor and lowest SHGC to determine compliance with prescriptive Package A 
fenestration requirements. Since this type of product has compliance ratings which.tl:lat 
varies, it cannot be weight averaged with-etl=lef non-chromogenic products as per 
Exception 3 of §150.1(c)3A. 
G,. 

!L_Site-Built Fenestration 
When residential dwelling unit contains combination of manufactured and site-built 
fenestration; only the site-built fenestration values can be determined by using 
l>ler~ resi 9entia l Referense A~~er~9ix NA6; however, all fenestration and including sitg_-built 
can default to .§TAB lEa Tables 110.6-A or B. 
&.-

LWindow Maximum Area 
Tho nrocf'rin t i\lo ron1 1 i romont~ l imit tnt n l nln~~ nron tA n mnvim1 1m n f ')()0/,.. nor con+ n f t ho 
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the thermal performance or efficiency data for fenestration products. is are-accurate. and 
that the data provided by different manufactu rers within each fenestration type (windows, 
doors, skylights, TDDs) can be easily compared to others within that type and can be 
independently verified. 

For manufactured fenestration products, the mandatory requirements are that the U-factor 
and Solar Heat Gain Coefficient (SHGC) be rated by NFRC and be listed in NFRC's 
Certified Product Directory (CPO). The test procedure for U-factor is NFRC 100, and for 
SHGC is NFRC 200 and I'JFRC 2QQ, NRC-202 or ASTM E972 for translucent panels~ and 
NFRC-203 for tubular daylighting device& skylights (TDDs), and for certain type of other 
skylights. 

At the time of field inspection, the field inspector verifies the fenestration U-factor and SHGC 
values meets the energy compliance values lby checking the NFRC label sticker on the 
window. 

WAitematively, when manufacturers do not rate the thermal efficiencies by NFRC 
procedures, the Energy Commission default values must be used and documented on a 
temporary default labeL See Figure 3-2. Sample Default Label Fig1:1re 3 2. 

Note: If no labels are available on site for veri fication, the field inspector should not 
allow€ea5e any further installation of fenestration until proof of efficiency (label) is produced 
eA site er file9 in the fiel9 effiGe. In cases when proof is not met...tMA the field inspector m 
~shou ld not allow- construction until the arGhiteGtl s~eGifierdesigner or builder can 
produce such labels. 

The Energy Commission& default U-factors me listed in TABlE Table 11 0.6-A of the Energy 
Standards, and the default SHGC values are listed in TABlE Table 110.6-8 of the Energy 
Standards (also in Appendix 8 of this compliance manual). 

Note: While there is no minimum VT value requirement for residential compliance, the value 
may be shown on the temporary label for information only. A listing of NFRC certified ratings 
is available at htta:tlvNIW.I>lfRC.erahttp://www.nfrc.org/ 

Energy Commission (CEC) default values in .§TABl E Table '110.6-A _and §TABl E Table 
1 '10.6-8 in the Energy Standards lis§ the worst possil91e performing values_-that can be 
assumed when fenestration is not rated by NFRC. For example, a single-pane. operable, 

I 201-J.§. Residential Compliance Manual J 2Q142Q1 §Date 
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metal-framed fenestration product has a U-factor of '1.28. To get credit for high performance 
window features such as low-e (low-emissivity) coatings and thermal break frames, the 
window manufacturer must have the w indow tested, labeled, and certified according to 
NFRC procedures 

A Site-built Fenestration Products. For special cases in low-rise residential constructionjn 
which;:: site-built products are installed. the site-built products shall be treated the same as 
manufactured products: proof of U-factor and SHGC values must come from NFRC 
ratings or from StaAElarElsthe default TABLE Table 110.6-A and TABLE Table 110.6-B_Qf 
the Energy Standards. or alternatively use of Refer:ense ~lgnresi9enti al Apgen9ix NA-6 if 
the area of the site-built is less than 250 ff~. 

Note: When eflly-unrated site-built fenestration is used in a residential application~ there is 
an alternative procedure to calculate the default U-factor and SHGC values. Th9~,iQh When 
Ygsing area-weighted averaging. tl:lis-the alternative may not result in meeting the 
prescriptive values as required by §Tabl'e 150.1-A The alternative calculation can be 
found in the Referense ~lgnresi9enti al A~~en9ises NA6~ or it may re{luire till1.9be 
necessary to use Gf the performance approach to meet energy compliance 

B. Field-fabricated Products §11 O.G(b). Field-fabricated fenestration must always use the 
Energy Commission default U-factors from Stan9ar9s TABLE Table 110.6-A and SHGC 
values from_T MbEable 110.6-8 of the Energy Standards. There is no minimum 
requirement for VT, bt:Jt enlyas it is usedl for informational purposes. 

Fef.a.Acceptable methods of determining U-factor and SHGC are shown in Table 3-1A and 
Table 3-18 respectively. 

Table 3-1A Aeeeetable Methods for Determining U-factor 

Fenestration Categorv 



I 0.54 _ 0.50 6 0.34 - 0.30 20 

8 0.29 - 0.25 24 

C. ROOF SHEATHING 

In €Climate ~b_ones 2 through 15: if roof sheathing over an attic space with a continuous radiant 
barrier is being replaced, a continuous radiant barrier must be re-installed. 

In Climate Zones 4, 8-16: if the entire roof sheathing over a ventilated attic space is being 
replaced, roof and ceiling insulation must be installed to meet the following prescriptive 
requirements (as specified in §150.1(c)1Al 

Option A: R-8 or R-6 above roof deck insulation (see detailed explanation on required R-value in 
Compliance Manual Section 3) AND R-38 ceiling insulation 

Option B: R-18 or R-13 below roof deck insulation (see detailed explanation on required R-value 
in Compliance Manual Section 3) AND R-38 ceiling insulation 

Option C: Verified ducts in conditioned space AND R-30 or R-38 ceiling insulation 

Example 9: 13 

Question 

There is a Victorian building that has been converted to an office building and needs to have a 
shake roof replacement. This building has a vented unconditioned attic with the insulation on the 
ceiling. Would I need to meet §150 2(b)Hi? 

Answer 

No. this section does not apply. The occupancy type has been changed to nonresidential. Since 
the Victorian building has a shake roof and is considered a steep sloped roof. § 141 O(b l2Bib for 
nonresidential buildings would apply. 

~ 9.6.2.4 Replacement Fenestration 

If anv fenestration (ie. w indows. skvliahts. clerestories. and alazed doors) that is beina removed 
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