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TSE-1 The AFC is for 914 MW net generation output from the proposed Vernon 

Power Plant (VPP) with a target on-line date of third quarter of 2009. Two 
System Impact Studies (SIS), one for 610 MW output and the other for 890 
MW output (stated as incomplete study), were submitted to the Commission 
and the studies were conducted under 2008 system conditions instead of 
2009 system conditions. Appendix B(b)(2)(C).  

In order to demonstrate conformance or non-conformance with the 
NERC/WSCC, California Independent System Operator (Cal-ISO) and/or 
Utility planning standards and reliability criteria, please submit a new System 
Impact study for the nominal 914 MW Vernon Power Plant (VPP) under 2009 
summer peak and spring system conditions. 

Response:  The City of Vernon has received the following two documents from 
Southern California Edison: 

• 304 MW Increase Draft System Impact Study (Attachment TSE-1A) 
• 610 MW Power Flow Sensitivity Addendum to System Impact Study 

(Attachment TSE-1B) 

It is important to note that the process has not been finalized and comments from the 
City have not been provided to SCE. The draft studies are being passed along to the 
CEC to keep staff informed of the process. Final System Impact Studies will be 
provided to the CEC as they become available from SCE. 

Five hard copies and five electronic copies of the attachments are being provided to 
the CEC staff.  


