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11. Executive Summary

Kings River Conservation District (KRCD), the Interconnection Customer (IC), has 
submitted a completed Interconnection Request (IR) to the California 
Independent System Operator Corporation (CAISO) for their proposed KRCD 
Community Power Plant (Project).  The Project is a combined cycle plant 
consisting of two combustion gas turbines rated at 192 MW each, and one steam 
turbine rated at 193 MW.  With a total plant auxiliary load of 12 MW the maximum 
net output to the CAISO Controlled Grid will be 565 MW in the summer and 600
MW during winter1.  The Commercial Operation Date of the Project is December 
1, 2010.  The Project will interconnect to Pacific Gas & Electric Company’s 
(PG&E) McCall 230 kV Substation located in Fresno County, California.  

The CAISO issued an Interconnection System Impact Study (ISIS) Report for the 
Project on July 30, 2007 which indicated that the Project can be reliably
interconnected to the CAISO Controlled Grid if the needed Network Upgrades are 
completed prior to the Project coming on line. The report had addressed the 
system impacts caused by the interconnection of the Project with and without the 
San Joaquin Valley Energy Center (SJVEC) Project.    

After the ISIS Report was issued, several projects in the CAISO Controlled Grid 
Generation Queue, ahead of this Project, were withdrawn including the SJVEC 
project. While the Project had already progressed into the Interconnection 
Facilities Study (IFAS) phase, withdrawal of higher queued projects especially 
those in the Fresno area were assumed to change the ISIS results significantly.

Consequently, and in accordance with the Federal Energy Regulatory 
Commission (FERC) Large Generator Interconnection Procedures (LGIP), the IC, 
the CAISO, and PG&E agreed that an Interconnection System Impact Re-study 
(ISIR) was needed to re-evaluate the impacts of the Project on the CAISO 
Controlled Grid.  At the IC’s request, a partial IFAS report was issued on 
4/17/2008 to provide a general idea of the impacts of the project under normal 
operating conditions and under Category B contingency conditions, and the 
associated mitigation cost.

The ISIR was performed by removing the withdrawn projects in the CAISO queue
(# 47, #55, and #102) from all base cases. Additionally, Category “C” 
contingencies were also evaluated using these revised base cases to complete
the missing portion of the earlier analysis.

The ISIR provided:  

1. Transmission system impacts caused solely by the interconnection of the 
Project

2. Transmission system reinforcements necessary to mitigate any adverse 
impacts of the Project under various system conditions

                                                     
1 KRCD has requested that the ISIR/IFAS include winter conditions as well.
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3. Level of deliverability of the Project by means of a Deliverability 
Assessment, conducted by CAISO per Section 3.3.3 of the LGIP.

To determine the system impacts caused by the interconnection of the Project, 
studies were performed using the following Power Flow full-loop base cases:

2011 Summer Peak

2011 Spring Peak 

2011 Summer Off-Peak

2011 Winter Peak 

The studies performed included:

Steady State Power Flow Analyses

Reactive Power Deficiency Analyses

System Fault Duty Analyses

Dynamic Stability Analyses

System Protection Requirements

Deliverability Assessment

Substation Evaluation

Transmission Line Evaluation

Land/Environment Evaluation

Steady State power flow analyses concluded that the Project causes the following 
facilities overloaded under normal and/or emergency conditions:

1. Borden – Gregg 230 kV Line (normal and Category “C” emergency)

2. McCall – Sanger # 3 115 kV Line (normal, Category “B”, and “C”  
emergency)

3. Oro Loma – Canal #1 70 kV Line (Oro Loma - Dos Palos) (Category “B” 
and “C” emergency)

4. Barton - Sanger 115 kV Line (Airways J2 - Sanger) (Category “B” and 
“C” emergency)

5. Manchester - Sanger 115 kV Line (Sanger- Airway J1-Las Palmas)
(Category “B” and “C” emergency)
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TThe above five overloads were identified and addressed in the draft IFAS 
Report dated  April 14, 2008.

6. McCall 230/115 kV Bank 2 

7. Oro Loma - Mendota 70 kV Line (Firebaugh - Tomatek)

8. Sanger - Reedley 70 kV Line (Sanger Jct - Sanger)

9. Coppermine - Tivy Valley 70 kV Line

10. Herndon - Ashlan 230 kV Line (Herndon - Figarden Tap 1)

11. Kerckhoff - Clovis - Sanger #1 115 kV Line

12. Tivy Valley - Reedley 70 kV Line

Items 6 through 12 are new Category “C” emergency overloads.  This ISIR 
includes mitigations, work scope, and non-binding cost estimates for these 
overloads.  In addition, the previously issued draft IFAS report will be 
revised to add work scope and related cost estimstes for mitigating these 
new overloads.

The analyses also determined that the Project causes no reactive power 
deficiencies and hence no adverse voltage impacts on the system.

Dynamic Stability Study results indicated that the transmission system’s transient 
performance would not be significantly impacted by the Project following selected 
disturbances.

The protection requirement for the Project would require installation of a fully 
redundant, double-pilot current differential scheme for the 230 kV generator tie 
lines.

There is no change in protection requirements for the Project as stated in 
the previously issued draft IFAS report.  

The substation evaluation found four (4) 230 kV circuit breakers (breakers) at 
McCall Substation and ten (10) 115 kV circuit breakers at Sanger Substation are 
already overstressed pre-project.  However, since the Project increases the 
overstress by more than 5%, the IC is responsible to replace these breakers.   

The non-binding construction schedule to engineer and construct the facilities is 
approximately 24-36 months from the signing of the Large Generator 
Interconnection Agreement (LGIA).

The non-binding cost estimate of the Interconnection Facilities2 to interconnect 
the project would be approximately $3.8 million, exclusive of ITCC3.

                                                     
2 The transmission facilities necessary to physically and electrically interconnect the
   Project to the CAISO Controlled Grid at the Point of Interconnection. 
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The non-binding cost estimate for the Network Upgrades4 to interconnect the 
project would be approximately $$30.3 million.

The total cost estimate to interconnect the project would be approximately $34
million, exclusive of ITCC.

Cost estimate related to any upgrades required for the Project to be fully 
deliverable is not included in this report. The detailed scope and cost estimate 
related to deliverability upgrades will be covered in the Interconnection Facilities 
Study Report.

2. Project and Interconnection Information

Figure 2-1 provides the map for the Project and the transmission facilities in the 
vicinity.  Figure 2-2 shows the single line diagram of the Project.

Figure 2 - 1:  Location Map

                                                                                                                                         
3 Income Tax Component of Contribution
4 The transmission facilities, other than Interconnection Facilities, beyond the Point of
   Interconnection necessary to physically and electrically interconnect the Project safely
   and reliably to the CAISO Controlled Grid
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Figure 2 - 2:  Conceptual Single Line Diagram

33. Study Assumptions

The ISIR was conducted by using the following assumptions:

The Project is a combined cycle plant with two combustion gas turbines
rated for 192 MW each and one steam turbine rated for 193 MW.  The 
expected total plant load is 12 MW and the net output to the CAISO 
Controlled Grid will be 565 MW most of the year and 600 MW in the 
winter.

The expected Commercial Operation Date of the Project is December 1, 
2010.

Each generator will have a 16.5/230 kV step-up transformer rated at 
144/180/240 MVA with an impedance of 10.0% on 138 MVA base. There 
will be three step-up transformers.

The IC will engineer, procure, construct, own, and maintain its project 
facility, including the switching station.
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The IC will engineer, procure, construct, own, and maintain the generator 
tie lines.

PG&E will provide the interconnection from the generator tie lines to the 
230 kV bus at McCall Substation. 

44. Power Flow Study Base Cases

Four power flow base cases were used to evaluate the feasibility of the proposed 
interconnection and the transmission system impacts of the Project.  While it is 
impractical to study all combinations of system load and generation levels during 
all seasons and at all times of the day, these four base cases represent extreme 
loading and generation conditions for the study area.

The CAISO and PG&E cannot guarantee that the Project can operate at 
maximum rated output 24 hours a day, year round, without any adverse system 
impacts, nor can the CAISO and PG&E guarantee that the Project will not have 
any adverse system impacts during the times and seasons not studied in the 
ISIR.

2011 Summer Peak Full Loop Base Case:

Power flow analysis was performed using PG&E’s 2011 summer peak full 
loop base case for the Greater Fresno area (in General Electric Power Flow 
format).  This base case was developed from PG&E’s 2007 base case series 
and has a 1-in-10 year extreme weather load level for the Greater Fresno 
area.

2011 Spring Peak Full Loop Base Case:

Power flow analysis was performed using the 2011 spring peak full loop base 
case for the Greater Fresno area in order to evaluate the potential congestion 
on transmission facilities under reduced load and increased hydro generation 
during a typical spring season.  Typical spring season peak load was applied 
in this spring base case.  Hydro generation was modeled at a very high level 
as is typical in the spring season.

2011 Summer Off-Peak Full Loop Base Case:

Power flow analysis was performed using the 2011 summer off-peak base 
case for the Greater Fresno area in order to evaluate potential congestion on 
transmission facilities during the off-peak system conditions.  The summer off-
peak load was modeled at approximately 50 % of the 2011 summer peak 
load level in the Greater Fresno area.  Path 15 flows were about 5,000 MW in 
a south-to-north direction.  Two units at Helms PGP (620 MW total) were
assumed in pumping mode.

2011 Winter Peak Full Loop Base Case:

Power flow analysis was performed using PG&E’s 2011 winter peak full loop 
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base case for the Greater Fresno area (in General Electric Power Flow 
format) to study the impacts of the Project’s winter rating of 600 MW net to 
the CAISO Controlled Grid.  This base case was developed from PG&E’s 
2007 base case series, and typical winter season peak load was applied in 
this base case.  

These four base cases modeled all approved PG&E transmission reliability 
projects that will be operational by 2011.  These four base cases modeled all 
proposed generation projects that will be operational by 2011.  However, some 
generation projects that are electrically far from the proposed project were either 
turned off or modeled with reduced generation to balance the loads and 
resources in the power flow model.  The major generation projects included are 
shown in Attachment 1 of Appendix A. 

55. Study Criteria Summary

The CAISO Controlled Grid Reliability Criteria, which incorporate the Western 
Electricity Coordinating Council (WECC) and the North American Electric 
Reliability Council (NERC) planning criteria, were used to evaluate the impact of 
the Project on the CAISO Controlled Grid.  

5.1 Steady State Study Criteria – Normal Overloads

Normal overloads are those that exceed 100 percent of normal ratings.  
The CAISO Controlled Grid Reliability Criteria requires the loading of all 
transmission system facilities be within their normal ratings.

5.2 Steady State Study Criteria – Emergency Overloads

Emergency overloads are those that exceed 100 percent of emergency 
ratings.  The emergency overloads refer to overloads that occur during 
single element contingencies (Category “B”) and multiple element 
contingencies (Category “C”).

6. Steady State Power Flow Study and Results

6.1 Contingencies

The Category “B” and “C”contingencies used in this analysis are provided 
in Appendix B.  The single (Category “B”) and selected multiple (Category 
“C”) contingencies include the following outages:

6.1.1 Category “B”

All single (60 - 230 kV) generator outages within the study 
area
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All single (60 - 230 kV) transmission circuit outages within the 
study area

All single (60 - 230 kV) transformer outages within the study 
area

Selected overlapping single generator and transmission 
circuit outages for the transmission lines and generators 
within the study area

66.1.2 Category “C”

Selected bus (60-230 kV) outages within the study area

Selected outages caused by selected breaker failures 
(excluding bus tie and sectionalizing breakers) at the same 
above bus section

Selected combination of any two-generator/transmission 
line/transformer outages (except ones included above in 
Category “B”) within the study area

Selected outages of double circuit tower lines (60-230 kV) 
within the study area

6.2 Study Results

The overloads caused by the Project are detailed in Appendix C, and 
overload plots are shown in Appendix D.  The worst overload for each 
facility under contingencies studied are summarized in Tables 6-1, 6-2, and 
6-3.  

6.2.1 Normal Overloads (Category “A”)

Under projected 2011 summer peak and off-peak conditions the 
Project causes one (1) new normal overload each. Under projected 
2011 spring and winter peak conditions the Project causes no 
normal overloads.  The Category “A” normal overloads are 
summarized in Table 6-1.

Table 6-1:  Normal Overloads

Over Loaded Component
Rating
(Amps
/ MVA)

Pre- Project
Loading

(Amps | %Rating)

Post-Project
Loading

(Amps | %Rating)

% 
Change 

from Pre-
Project 
Loading

 2011 Summer Peak

Borden - Gregg 230 kV Line 675 651 96% 729 108% 12%

2011 Summer Off Peak

McCall - Sanger #3 115 kV Line 823 595 72% 843 102% 30%
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66.2.2 Emergency Overloads (Category “B”)

Under projected 2011 summer peak conditions the Project causes 
one (1) new and exacerbates three (3) pre-project Category “B” 
emergency overloads.  Under projected 2011 summer off-peak
conditions the Project causes four (4) new Category “B” emergency 
overloads. Under projected 2011 spring peak and  winter peak 
conditions the Project causes no overloads.  The Category “B” 
emergency overloads are summarized in Table 6-2.  The pre-
project overloads are shown as shaded in the table.    

Table 6-2:  Category “B” Emergency Overloads

Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

2011 Summer Peak

Oro Loma - Canal #1 70 kV 
Line (Oro Loma - Dos Palos)

Los Banos - Livingston Jct -
Canal 70 kV Line 282 272 97% 282 100% 3%

Kings River - Sanger -
Reedley 115 kV Line 
(Reedley - Piedra 1)

McCall - Wahtoke 115 kV Line 
and Sanger Cogen 597 616 103% 627 105% 2%

Kings River - Sanger -
Reedley 115 kV Line 
(Sanger - Rainbow Tap)

McCall - Wahtoke 115 kV Line 
and Kings River Power House 612 619 101% 631 103% 2%

Sanger - Reedley 70 kV Line 
(Sanger Jct - Parlier)

McCall - Wahtoke 115 kV Line 
and Kings River Power House 470 504 107% 510 109% 2%

2011 Summer Off Peak

Barton - Sanger 115 kV Line 
(Airways J2 - Sanger)

Manchester - Sanger 115 kV 
Line 1125 835 74% 1203 107% 33%

Manchester - Sanger 115 kV 
Line (Sanger - Las Palmas –
Airways J1)

Barton - Sanger 115 kV Line 1125 814 72% 1172 104% 32%

McCall - Sanger #1 115 kV Line 974 778 80% 1102 113% 33%

McCall - Sanger #2 115 kV Line 974 778 80% 1102 113% 33%McCall - Sanger #3 115 kV 
Line

McCall - Wahtoke 115 kV Line 
and Kings River Power House 974 711 73% 980 101% 28%

2011 Spring Peak

Helms - Gregg #2 230 kV Line 
and Helms Unit 1 379 382 101% 387 102% 1%

Gregg - Herndon #1 230 kV 
Line and Helms Unit 1 379 382 101% 387 102% 1%

Gregg - Herndon #2 230 kV 
Line and Helms Unit 1 379 382 101% 387 102% 1%

Helm - Kerman 70 kV Line 
(Agrico Jct - Kerman)

Gregg - Ashlan 230 kV Line 
and Helms Unit 1 379 382 101% 387 102% 1%

6.2.3 Emergency Overloads (Category “C”)

Under projected 2011 summer peak conditions the Project causes 
five (5) new and exacerbates seven (7) pre-project Category “C” 
emergency overloads.  Under projected 2011 summer off peak
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conditions the Project causes nine (9) new and exacerbates two 
(2) pre-project Category “C” emergency overloads. Under 
projected 2011 spring peak conditions the Project causes one (1) 
new and exacerbates two (2) pre-project Category “C” emergency 
overloads.  Under projected 2011 winter peak conditions the 
Project causes one (1) new Category “C” emergency overload.  
The Category “C” emergency overloads are summarized in Table 
6-3.  The pre-project overloads are shown as shaded in the table.    

Table 6-3:  Category “C” Emergency Overloads

Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

2011 Summer Peak

Herndon - Ashlan and Gregg -
Ashlan 230 kV Lines 793 779 98% 858 108% 10%

Ashlan 230 kV Bus 793 729 92% 807 102% 10%Borden - Gregg 230 kV Line

Herndon - Bullard #1 and #2 
115 kV Lines 793 718 91% 797 100% 9%

McCall - Sanger #3 115 kV 
Line

McCall - Sanger #1 and #2 115 
kV Lines 974 606 62% 1010 104% 42%

McCall 230/115 kV Bank 2 McCall 230 kV Bus Section 2 465 
MVA 350 MVA 75% 616 MVA 132% 57%

Oro Loma - Mendota 70 kV 
Line (Firebaugh - Tomatek) Los Banos 70 kV Bus 396 393 99% 403 102% 3%

Sanger - Reedley 70 kV Line 
(Sanger Jct - Sanger) Reedley 115 kV Bus 396 367 93% 399 101% 8%

Sanger - Reedley 70 kV Line 
(Parlier - Reedley) Reedley 115 kV Bus 396 516 130% 542 137% 7%

Sanger - Reedley 70 kV Line 
(Sanger Jct - Parlier) Reedley 115 kV Bus 470 698 148% 723 154% 6%

Los Banos - Canal - Oro
Loma 70 kV Line (Canal –
Oro Loma)

Los Banos 70 kV Bus 512 843 165% 851 166% 1%

Oro Loma - Canal #1 70 kV 
Line Los Banos 70 kV Bus 282 614 218% 620 220% 2%

Oro Loma - Mendota 70 kV 
Line (Oro Loma - Poso Jct 1) Los Banos 70 kV Bus 282 299 106% 309 109% 3%

Oro Loma - Mendota 70 kV 
Line (Tomatek - Mendota) Los Banos 70 kV Bus 396 456 115% 466 118% 3%

Wilson - Le Grand 115 kV 
Line

Kerckhoff - Clovis - Sanger #1 
and #2 115 kV Lines 512 563 110% 568 111% 1%

2011 Summer Off Peak

Herndon 115 kV Bus Section 2 1125 746 66% 1225 109% 43%

Panoche - Kearney and Gates -
Gregg 230 kV Lines 1125 925 82% 1167 104% 22%

Manchester 115 kV Bus 1125 739 66% 1130 100% 34%
Barton - Sanger 115 kV Line 

Herndon - Kearney and Gates -
Gregg 230 kV Lines 1125 885 79% 1127 100% 21%

Coppermine - Tivy Valley 70 
kV Line Sanger 115 kV Bus 298 229 78% 375 126% 48%

Herndon - Ashlan 230 kV 
Line (Herndon - Figarden 

Gregg - Herndon #1 and #2 230 
kV Lines 851 406 48% 883 104% 56%
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Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

Tap 1)

Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Clovis Jct 1 -
Sanger)

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

974 679 70% 991 102% 32%

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

743 568 77% 879 118% 41%
Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Woodward 
Jct - Clovis Jct 1) Herndon - Barton and 

Manchester - Sanger 115 kV 
Lines

743 483 65% 794 107% 42%

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

974 781 82% 1117 115% 33%
Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Woodward 
Jct - Woodword) Herndon - Barton and 

Manchester - Sanger 115 kV 
Lines

974 679 70% 1015 104% 34%

Manchester - Sanger 115 kV 
Line (Sanger - Las Palmas –
Airways J1)

Panoche - Kearney and Gates -
Gregg 230 kV Lines 1125 944 84% 1180 105% 21%

McCall 230/115 kV Bank 2 McCall 230 kV Bus Section 2 465 
MVA 448 MVA 96% 735 MVA 158% 62%

Tivy Valley - Reedley 70 kV 
Line Sanger 115 kV Bus 298 263 89% 410 138% 49%

McCall - Sanger #1 and #2 115
kV Lines 974 1121 115% 1587 163% 48%

Panoche - Kearney and Gates -
Gregg 230 kV Lines 974 874 90% 1095 112% 22%

McCall - Sanger #3 115 kV 
Line

Panoche 230 kV Bus Section 1 974 746 77% 987 101% 24%

Panoche - Kearney 230 kV 
Line (McMullin - Kearney) Sanger 115 kV Bus 975 1048 108% 1077 110% 2%

2011 Spring Peak

McCall 230/115 kV Bank 2 McCall 230 kV Bus Section 2 465 
MVA 298 MVA 64% 559 MVA 120% 56%

Kearney - Caruthers 70 kV 
Line

McCall - Kingsburg #1 and #2 
115 kV Lines 297 297 100% 311 105% 5%

Sanger - Reedley 70 kV Line 
(Sanger Jct - Parlier) Reedley 115 kV Bus 470 480 102% 509 108% 6%

2011 Winter Peak

McCall 230/115 kV Bank 2 McCall 230 kV Bus Section 2 465
MVA 201 MVA 43% 511 MVA 110% 67%

77. Short Circuit Analysis and Protection Evaluation

Short circuit studies were performed to determine the impact of adding the Project 
to the transmission system.  The fault duties were calculated before and after the 
Project.

7.1 System Protection Study Input Data

The following input data provided by the Applicant was used in this study:  
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CTG1 & CTG2: Siemens SCC6-5000F

Positive Sequence subtransient reactance (X’’1)= 0.1502 p.u on 
220 MVA base

Negative Sequence subtransient reactance (X’’2)= 0.204 p.u. on 
220 MVA base

Zero Sequence subtransient reactance (X’’0)= 1.639 p.u. on 220 
MVA base

STG1: Siemens SST6-5000

Positive Sequence subtransient reactance (X’’1)= 0.1638 p.u on 
240 MVA base

Negative Sequence subtransient reactance (X’’2)= 0.2224 p.u. on 
240 MVA base

Zero Sequence subtransient reactance (X’’0)= 1.788 p.u. on 240 
MVA base

Step-up Transformers (Total of three)

16.5/230 kV, 144/180/240 MVA, 10.0% impedance on a 138 MVA 
base 

77.2 Results

Table 7-1 lists the available short circuit duty at the buses electrically 
adjacent to the Project.  This data was used to determine if any equipment 
would be overstressed by the interconnection of the Project.
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Table 7-1:  Short circuit study results
Fault Location Pre-Project Post-Project

3 L-G 3 %  
Increase L-G %  

Increase
AIR PROD 115 kV 16,331 14,895 16,850 3% 15,150 2%
BARTON 115 kV 12,561 10,431 12,715 1% 10,463 0%
GATES 230 kV 33,843 30,084 34,017 1% 30,129 0%
GREGG 230 kV 21,702 22,026 21,794 0% 22,052 0%
HELM 230 kV 12,267 7,791 10,558 3% 7,898 1%
HENRIETTA 230 kV 20,640 15,418 20,902 1% 16,072 0%
HERNDON 115 kV 227,950 29,428 28,103 1% 29,464 0%
HERNDON 230 kV 21,633 22,323 21,727 0% 22,353 0%
KINGSBRG B E 115 kV 15,084 11,760 15,710 4% 12,000 2%
MALAGA BUS D 115 kV 16,655 16,132 17,161 3% 16,410 2%
MANCHESTER 115 kV 12,343 9,708 12,428 1% 9,703 0%
MCCALL 115 kV 30,640 32,170 35,838 17% 38,456 20%
MCCALL B1 230 kV 15,435 14,652 20,102 30% 19,878 36%
MCCALL B2 230 kV 15,446 14,664 20,078 30% 19,878 36%
PANOCHE 230 kV 32,529 30,825 32,675 0% 30,869 0%
REEDLEY 70 kV 11,739 12,216 11,908 1% 12,317 1%
REEDLEY 115 kV 9,310 8,724 9,523 2% 8,827 1%
SANGER 115 kV 26,630 22,477 28,532 7% 23,418 4%
WEST FRESN 115 kV 6,268 5,739 6,410 2% 5,806 1%
KRCD Sub 230 kV 0 0 17,834 n/a 17,737 n/a

Air Product 115 kV - All breakers are rated 40,000 amps Interrupting 
Capacity or higher

Barton 115 kV - All breakers are rated 17,500 amps Interrupting Capacity 
or higher

Gates 230 kV Bus - All breakers are rated 37,653 amps Interrupting 
Capacity or higher

Gregg 230 kV Bus - All breakers are rated 40,000 amps Interrupting 
Capacity or higher

Helm 230 kV Bus - All breakers are rated 18,827 amps Interrupting 
Capacity or higher

Henrietta 230 kV Bus - All breakers are rated 40,000 amps Interrupting 
Capacity or higher

Herndon 115 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

Herndon 230 kV Bus - All breakers are rated 37,653 amps Interrupting 
Capacity or higher
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KKingsburg 115 kV Bus - All breakers are rated 40,000 amps Interrupting 
Capacity or higher

Malaga 115 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

Manchester 115 kV Bus - All breakers are rated 17,572 amps Interrupting 
Capacity or higher

McCall 115 kV Bus - All breakers are rated 63,000 amps Interrupting 
Capacity or higher

McCall 230 kV Bus - All breakers are rated 12,551 amps Interrupting 
Capacity or higher

Panoche 230 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

Reedley 70 kV Bus - All breakers are rated 8,367 amps Interrupting 
Capacity or higher

Reedley 115 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

Sanger 115 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

West Fresno 115 kV Bus - All breakers are rated 25,102 amps Interrupting 
Capacity or higher

Refer to Section 10 for overstressed breaker evaluation on Herndon 115 kV, 
McCall 230 kV, Panoche 230 kV, Reedley 70 kV, and Sanger 115 kV buses. 

8. Reactive Power Deficiency Analysis

The power flow studies of Category “B” and “C” contingencies indicated that the 
Project did not cause voltage drops of 5% or more from the pre-project levels, or 
cause the PG&E system to fail to meet applicable voltage criteria.

9. Dynamic Stability Analysis

Dynamic stability studies were conducted using the 2011 summer peak full loop 
base case to ensure that the transmission system remains in operating 
equilibrium through abnormal operating conditions after the new facility begins 
operation.  The generator dynamic data used for the study can be found shown 
in Appendix E.
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99.1 Dynamic Stability Study Scenarios

Disturbance simulations were performed for a study period of up to 20 
seconds to determine whether the new facility will create any system 
instability during the following line and generator outages:

9.1.1 Category “B” Contingencies:

Full load rejection of 565 MW of the Project.

A three-phase close-in fault on the McCall - KRCD 230 kV #1 
Line at the McCall Substation 230 kV bus with normal 
clearing time followed by loss of the McCall – KRCD 230 kV 
#1 Line

A three-phase close-in fault on the McCall - KRCD 230 kV #1 
Line at the KRCD Substation 230 kV bus with normal clearing 
time followed by loss of the McCall – KRCD 230 kV #1 Line

A three-phase close-in fault on the Helm - McCall 230 kV Line 
at the McCall Substation 230 kV bus with normal clearing 
time followed by loss of the Helm - McCall 230 kV Line

A three-phase close-in fault on the Helm - McCall 230 kV Line 
at the Helm Substation 230 kV bus with normal clearing time 
followed by loss of the Helm - McCall 230 kV Line

A three-phase close-in fault on the Haas - McCall 230 kV Line 
at the McCall Substation 230 kV bus with normal clearing 
time followed by loss of the Haas - McCall 230 kV Line

9.1.2 Category “C” Contingencies: 

A three-phase fault on the McCall Substation 230 kV bus with 
normal clearing time

A three-phase fault on the Helm Substation 230 kV bus with 
normal clearing time

A three-phase fault on McCall Substation 230 kV bus with 
normal clearing time followed by loss of the Helm - McCall 
and Gates - McCall 230 kV lines.

A three-phase fault on Panoche Substation 230 kV bus with 
normal clearing time followed by loss of the Balch - McCall 
and Haas - McCall 230 kV lines.
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99.2 Parameters Monitored to Evaluate System Stability Performance  

9.2.1 Rotor Angle

The rotor angle plots shown in Appendix F provide a measure for 
determining how the proposed generation units would swing with 
respect to one another.  The plots also provide a measure of how the 
units would swing with respect to other generation units in the area.

9.2.2 Bus Voltage

The bus voltage plots, in conjunction with the relative rotor angle plots, 
also shown in Appendix F, provide a means of detecting out-of-step 
conditions.  The bus voltage plots are useful in assessing the 
magnitude and the duration of post disturbance voltage dips and peak-
to-peak voltage oscillations.  The bus voltage plots also give an 
indication of system damping and the level to which voltages are 
expected to recover in steady state conditions.

9.2.3 Bus Frequency

The bus frequency plots, also shown in Appendix F, provide 
information on the magnitude and the duration of post fault frequency
swings with the Project in service.  These plots indicate the extent of 
possible over-frequency or under-frequency, which can occur because 
of the imbalance between the generation and load within an area.

9.2.4 Other Parameters

Generator Terminal Power

Generator Terminal Voltage

Generator Rotor Speed

Generator Field Voltage

Bus Angle

Line Flow

Voltage Spread

Frequency Spread

9.3 Results

Dynamic stability studies were conducted using the 2011 summer peak base 
cases described in Section 4 and the generator models shown in Appendix E
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to determine whether the transmission system would maintain operating 
equilibrium following selected outages.

This Project would have no adverse impact on the stable operation of the 
transmission system.  Dynamic stability studies indicate that the transmission 
system’s transient stability performance would not be significantly impacted 
by the Project following the selected contingencies. The results of the study 
are provided in the form of plots in Appendix F.

110. Substation Evaluation

10.1 Overstressed Breakers

PG&E uses the following policy to allocate breaker replacement 
responsibility for projects that overstress or increase overstress5 on existing 
circuit breakers:

If a breaker is not overstressed before the project, and the project 
results in an overstressed condition of the breaker, then the project 
is responsible for the cost of replacement.

If a breaker is already overstressed, and a project increases the 
overstress by 5% or more, or the post-project overstress level 
exceeds 25%, then the project is responsible for the cost of 
replacement.

If the overstress level exceeds 25% before the project, and for all 
other circumstances, PG&E or other generation projects will be 
responsible for any replacement costs.

Using the short-circuit study results of the System Fault Duties Study in 
Section 7, an initial breaker evaluation found that the Project is not 
responsible for mitigating any identified overstress breakers on Herndon 
115 kV, Panoche 230 kV, and Reedley 70 kV bus, because these 
overstress breakers were pre-project overstressed, and the Project causes 
less than 5% increase in overstress level or the pre-project overstress level 
exceeds 25%.  

However, four breakers (CB 252, CB 262, CB 272, and CB 282) on McCall 
230 kV bus and 10 breakers (CB 412, CB 422, CB 432, CB 462, CB 500, 
CB 512, CB 522, CB 542, CB 662, and CB 672) on Sanger 115 kV bus are 
pre-project less than 25% overstressed breakers, and the Project 
increases the overstress by more than 5%.  The above policy required the 
IC to replace these project overstressed breakers.  

                                                     
5 Overstressed Circuit Breaker – The percent of overstress, or level of overstress, is the 
percent of maximum fault current above the breaker's nameplate rating.  For example, a 
breaker rated at 40,000 amps symmetrical current interrupting a 44,000 amp symmetrical 
fault is overstressed by 10%.
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Please note that PG&E did not evaluate the third party equipment 
electrically adjacent to the Project. 

110.2 Interconnection Evaluation

The study assumed the Project would be interconnected to the McCall 230 
kV bus.  The McCall 230 kV bus currently has eight 230 kV line/transformer 
breakers and a single bus tie breaker.  The addition of two 230 kV line 
breakers for interconnecting the Project will require to extend the bus for 
four (4) extra bays, to add two bus sectionalizing breakers and one bus tie 
breaker, and to relocate lines and breakers.  Figures 3-2 shows the 
preliminary preferred bus configuration.  Alternatively, the McCall 230 kV 
bus can be converted to a breaker-and-a-half configuration with the addition 
of six breakers, for a total of15 breakers.  The final McCall 230 kV bus 
configuration will be determined during the interconnection facilities study 
phase.

11. Transmission Line Evaluation

In addition to provide the interconnection from the generator tie lines to McCall 
substation, the following overloaded transmission lines will be re-conductored:

Borden – Gregg 230 kV Line (6 miles)

McCall – Sanger # 3 115 kV Line (6.5 miles)

Oro Loma – Canal #1 70 kV Line between Oro Loma and Dos Palos (2.5 
miles)

Barton - Sanger 115 kV Line Between Airways J2 and Sanger (6 miles)

Manchester - Sanger 115 kV Line between Sanger and Las Palmas (8 
miles)

12. Overload Mitigation

Mitigation alternatives have been developed for Category “A” (normal) and 
Category “B” contingency overloads identified in Section 6.  

The preferred method to mitigate these normal as well as Category “B” 
emergency overloads is to re-conductor these overloaded lines with larger 
conductors.  The alternative method to mitigate the normal overloads is by 
generation curtailment.  This ISIR only provides cost estimates for the re-
conductoring alternative.

For CAISO Category “C” contingencies, the overloads may be mitigated by load 
shedding or generation dropping (according to WECC reliability criteria).  PG&E 
or CAISO or both may require new generators to take part in and be responsible 
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for the costs of operating procedures and/or Special Protection Systems (SPS) 
for Category “C” emergency overloads caused by the Project. Detailed Category 
“C” overload mitigation will be determined in the Facilities Study.

112.1 Normal Overload Mitigations

Table 12-1 summarized the worst normal overloads from Tables 6-1. 

              Table 12-1:  Worst Category “A” Normal Overloads

Over Loaded Component
Rating
(Amps / 
MVA)

Pre- Project
Loading

(Amps | %Rating)

Post-Project
Loading

(Amps | %Rating)

% 
Change 

from Pre-
Project 
Loading

Mitigation

Borden - Gregg 230 kV Line 675 651 96% 729 108% 12% 12.1.1

McCall - Sanger #3 115 kV Line 823 595 72% 843 102% 30% 12.1.2

12.1.1 Borden - Gregg 230 kV Line

Limiting Factor
500 kcmil Holo Cu @ 2 fps wind speed
summer interior rating: 675/793 Amps 
Normal/Emergency

Pre-project Normal 
Loading 651 Amps (96%) Post-project Normal 

Loading 729 Amps (108%)

Pre-project Emergency 
Loading 779 Amps (98%) Post-project 

Emergency Loading 858 Amps (108%)

Worst Contingency Herndon - Ashlan and Gregg - Ashlan 230 kV 
Lines

Overload Condition 2011 Summer Peak

Solution:  Re-conductor 6 mile of the Borden - Gregg 230 kV Line
with 477 kcmil ACSS or equivalent conductors.  The 477 kcmil 
ACSS conductors are rated for 1125 Amps normal and emergency
summer interior @ 2 fps wind speed.  Substation terminal 
equipment will also be upgraded to match or exceed the ampacity 
rating of the new conductors.

12.1.2 McCall - Sanger #3 115 kV Line

Limiting Factor
1113 kcmil Al @ 2 fps wind speed summer 
interior  rating: 823/974 Amps 
Normal/Emergency

Pre-project Normal 
Loading 595 Amps (72%) Post-project Normal 

Loading 843 Amps (102%)

Pre-project Emergency 
Loading 1121 Amps (115%) Post-project 

Emergency Loading 1587 Amps (163%)

Worst Contingency McCall-Sanger#1 and #2 115 kV Lines
Overload Condition 2011 Summer Off Peak

Solution:  Re-conductor 6.5 mile of the McCall-Sanger # 3 115 kV 
Line with 954 kcmil ACSS or equivalent conductors.  The 954 kcmil 
ACSS conductors are rated for 1714 Amps normal and emergency
summer interior @ 2 fps wind speed.  Substation terminal 
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equipment will also be upgraded to match or exceed the ampacity 
rating of the new conductors.

112.2 Category “B” Emergency Overload Mitigations

Table 12-2 summarized the worst Category “B” emergency overloads.  

                                    Table 12-2:  Worst Category “B” Emergency Overloads

Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

Mitigation

Oro Loma - Canal #1 70 kV 
Line (Oro Loma - Dos Palos)

Los Banos - Livingston Jct -
Canal 70 kV Line 282 272 97% 282 100% 3% 12.2.1

Barton - Sanger 115 kV Line 
(Airways J2 - Sanger)

Manchester - Sanger 115 kV 
Line 1125 835 74% 1203 107% 33% 12.2.2

Manchester - Sanger 115 kV 
Line (Sanger - Las Palmas –
Airways J1)

Barton - Sanger 115 kV Line 1125 814 72% 1172 104% 32% 12.2.3

McCall - Sanger #3 115 kV 
Line McCall - Sanger #1 115 kV Line 974 778 80% 1102 113% 33% 12.1.2

Kings River - Sanger -
Reedley 115 kV Line 
(Reedley - Piedra 1)

McCall - Wahtoke 115 kV Line 
and Sanger Cogen 597 616 103% 627 105% 2% 12.2.5

Kings River - Sanger -
Reedley 115 kV Line 
(Sanger - Rainbow Tap)

McCall - Wahtoke 115 kV Line 
and Kings River Power House 612 619 101% 631 103% 2% 12.2.5

Sanger - Reedley 70 kV Line 
(Sanger Jct - Parlier)

McCall - Wahtoke 115 kV Line 
and Kings River Power House 470 504 107% 510 109% 2% 12.2.5

Helm - Kerman 70 kV Line 
(Agrico Jct - Kerman)

Helms - Gregg #2 230 kV Line 
and Helms Unit 1 379 382 101% 387 102% 1% 12.2.5

12.2.1 Oro Loma - Canal #1 70 kV Line (Oro Loma - Dos Palos)

Limiting Factor 1/0 kcmil Cu @ 2 fps wind speed summer 
interior rating:282 Amps Emergency

Pre-project Emergency 
Loading 272 Amps (97%) Post-project 

Emergency Loading 282 Amps (100%)

Worst Contingency Los Banos - Livingston Jct - Canal 70 kV Line
Overload Condition 2011 Summer Peak

Solution:  Re-conductor 2.5 mile of the Oro Loma - Canal #1 70 
kV Line (Oro Loma - Dos Palos) with 715.5 kcmil Al or equivalent 
conductors.  The 715.5 kcmil Al conductors are rated for 742 Amps 
emergency summer interior @ 2 fps wind speed.  Substation 
terminal equipment will also be upgraded to match or exceed the 
ampacity rating of the new conductors.

12.2.2 Barton - Sanger 115 kV Line (Airways J2 - Sanger)

Limiting Factor 477 kcmil ACSS @ 2 fps wind speed summer 
interior rating 1125 Amps Emergency

Pre-project Emergency 
Loading 835 Amps (74%) Post-project 

Emergency Loading 1203 Amps (107%)

Worst Contingency Manchester - Sanger 115 kV Line
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Overload Condition 2011 Summer Off Peak

SSolution:  Re-conductor 6 mile of the Barton - Sanger 115 kV Line
(Airways J2 - Sanger) with 795 kcmil ACSS or equivalent 
conductors.  The 795 kcmil ACSS conductors are rated for 1517 
Amps emergency summer interior @ 2 fps wind speed.  
Substation terminal equipment will also be upgraded to match or 
exceed the ampacity rating of the new conductors.

12.2.3 Manchester - Sanger 115 kV Line (Sanger - Las Palmas – Airways J1)

Limiting Factor 477 kcmil ACSS @ 2 fps wind speed summer 
interior rating 1125 Amps Emergency

Pre-project Emergency 
Loading 814 Amps (72%) Post-project 

Emergency Loading 1172 Amps (104%)

Worst Contingency Barton - Sanger 115 kV Line
Overload Condition 2011 Summer Off Peak

Solution:  Re-conductor 6 mile of the Manchester - Sanger 115 kV 
Line (Sanger - Las Palmas – Airways J1) with 795 kcmil ACSS or 
equivalent conductors.  The 795 kcmil ACSS conductors are rated 
for 1517 Amps emergency summer interior @ 2 fps wind speed.  
Substation terminal equipment will also be upgraded to match or 
exceed the ampacity rating of the new conductors.

12.2.4 This section is intentionally left blank

12.2.5 Pre-project Overload Mitigation

Any pre-project overload is generally caused by one or more
generation Projects with higher queue positions and/or earlier 
online dates.  These projects had been assigned the responsibility 
for mitigating pre-project overloads.  Should all or some of these 
Projects not materialize, or mitigation would not provide adequate 
capacity for mitigating the identified overloads caused by this
Project, the IC may be responsible for mitigating those overloads.

12.3 Category “C” Emergency Overload Mitigations

Table 12-3 summarized the worst Category “C” emergency overloads from 
Tables 6-3.  

                                       Table 12-3:  Worst Category “C” Emergency Overloads

Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

Mitigation

Borden - Gregg 230 kV Line Herndon - Ashlan and Gregg -
Ashlan 230 kV Lines 793 779 98% 858 108% 10% 12.1.1

McCall 230/115 kV Bank 2 McCall 230 kV Bus Section 2 465 
MVA 448 MVA 96% 735 MVA 158% 62% 12.3.1
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Over Loaded Component Contingency
Rating
(Amps)

Pre- Project
Loading

(Amps |%Rating)

Post-Project
Loading

(Amps |%Rating)

% Change 
from Pre-
Project 
Loading

Mitigation

Oro Loma - Mendota 70 kV 
Line (Firebaugh - Tomatek) Los Banos 70 kV Bus 396 393 99% 403 102% 3% 12.3.2

Sanger - Reedley 70 kV Line 
(Sanger Jct - Sanger) Reedley 115 kV Bus 396 367 93% 399 101% 8% 12.3.3

Barton - Sanger 115 kV Line Herndon 115 kV Bus Section 2 1125 746 66% 1225 109% 43% 12.2.2

Coppermine - Tivy Valley 70 
kV Line Sanger 115 kV Bus 298 229 78% 375 126% 48% 12.3.4

Herndon - Ashlan 230 kV 
Line (Herndon - Figarden 
Tap 1)

Gregg - Herndon #1 and #2 230 
kV Lines 851 406 48% 883 104% 56% 12.3.5

Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Clovis Jct 1 -
Sanger)

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

974 679 70% 991 102% 32% 12.3.6

Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Woodward 
Jct - Clovis Jct 1)

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

743 568 77% 879 118% 41% 12.3.6

Kerckhoff - Clovis - Sanger 
#1 115 kV Line (Woodward 
Jct - Woodword)

Barton - Sanger and 
Manchester - Sanger 115 kV 
Lines

974 781 82% 1117 115% 33% 12.3.6

Manchester - Sanger 115 kV 
Line (Sanger - Las Palmas –
Airways J1)

Panoche - Kearney and Gates -
Gregg 230 kV Lines 1125 944 84% 1180 105% 21% 12.2.3

Tivy Valley - Reedley 70 kV 
Line Sanger 115 kV Bus 298 263 89% 410 138% 49% 12.3.7

Sanger - Reedley 70 kV Line 
(Parlier - Reedley) Reedley 115 kV Bus 396 516 130% 542 137% 7% 12.2.5

Sanger - Reedley 70 kV Line 
(Sanger Jct - Parlier) Reedley 115 kV Bus 470 698 148% 723 154% 6% 12.2.5

Los Banos - Canal - Oro
Loma 70 kV Line (Canal –
Oro Loma)

Los Banos 70 kV Bus 512 618 121% 625 122% 1% 12.2.5

Oro Loma - Canal #1 70 kV 
Line Los Banos 70 kV Bus 282 614 218% 620 220% 2% 12.2.5

Oro Loma - Mendota 70 kV 
Line (Oro Loma - Poso Jct 1) Los Banos 70 kV Bus 282 299 106% 309 109% 3% 12.2.5

Oro Loma - Mendota 70 kV 
Line (Tomatek - Mendota) Los Banos 70 kV Bus 396 456 115% 466 118% 3% 12.2.5

Wilson - Le Grand 115 kV 
Line

Kerckhoff - Clovis - Sanger #1 
and #2 115 kV Lines 512 563 110% 568 111% 1% 12.2.5

McCall - Sanger #3 115 kV 
Line

McCall - Sanger #1 and #2 115 
kV Lines 974 1121 115% 1587 163% 48% 12.2.5

Panoche - Kearney 230 kV 
Line (McMullin - Kearney) Sanger 115 kV Bus 975 1048 108% 1077 110% 2% 12.2.5

Kearney - Caruthers 70 kV 
Line

McCall - Kingsburg #1 and #2 
115 kV Lines 297 297 100% 311 105% 5% 12.2.5

112.3.1 McCall 230/115 kV Bank 2

Limiting Factor 465 MVA Emergency rating
Pre-project Emergency 
Loading 448 MVA (75%) Post-project 

Emergency Loading 735 MVA (158%)

Worst Contingency McCall 230 kV Bus Section 2
Overload Condition 2011 Summer Off Peak
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SSolution:  Install SPS if applicable.

12.3.2 Oro Loma - Mendota 70 kV Line (Firebaugh – Tomatek)

Limiting Factor 266.8 kcmil @ 2 fps wind speed summer 
interior rating: 396 Amps Emergency

Pre-project Emergency 
Loading 393 Amps (99%) Post-project 

Emergency Loading 403 Amps (102%)

Worst Contingency Los Banos 70 kV Bus
Overload Condition 2011 Summer Peak

Solution:  Install SPS if applicable.

12.3.3 Sanger - Reedley 70 kV Line (Sanger Jct - Sanger)

Limiting Factor 266.8 kcmil @ 2 fps wind speed summer 
interior rating: 396 Amps Emergency

Pre-project Emergency 
Loading 367 Amps (93%) Post-project 

Emergency Loading 399 Amps (101%)

Worst Contingency Reedley 115 kV Bus
Overload Condition 2011 Summer Peak

Solution:  PG&E Project T808 will re-rate this line to 4 fps.  The 
new summer interior emergency rating @ 4 fps is 474 Amps.

12.3.4 Coppermine - Tivy Valley 70 kV Line

Limiting Factor 3/0 kcmil Al @ 2fps wind speed summer 
interior rating: 298 Amps Emergency

Pre-project Emergency 
Loading 229 Amps (78%) Post-project 

Emergency Loading 375 Amps (126%)

Worst Contingency Sanger 115 kV Bus
Overload Condition 2011 Summer Off Peak

Solution:  Currently PG&E Project P02219 is reconductoring this 
line with 397.5 kcmil Al conductor that has summer interior 
emergency rating of 514 Amps @ 2 fps.  The scheduled 
completion date is late 2008. 

12.3.5 Herndon - Ashlan 230 kV Line (Herndon - Figarden Tap 
1)

Limiting Factor 795 kcmil ACSR @ 2fps wind speed summer 
interior rating: 851 Amps Emergency

Pre-project Emergency 
Loading 406 Amps (48%) Post-project 

Emergency Loading 883 Amps (104%)

Worst Contingency Gregg – Herndon #1 and #2 230 kV Lines
Overload Condition 2011 Summer Off Peak

Solution:  Install SPS if applicable.
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112.3.6 Kerckhoff - Clovis - Sanger #1 115 kV Line (Woodward - Woodward 
Jct - Clovis Jct 1 - Sanger)

Limiting Factor 1113 kcmil Al @ 2fps wind speed summer 
interior rating: 974 Amps Emergency

Pre-project Emergency 
Loading 781 Amps (82%) Post-project 

Emergency Loading 1117 Amps (115%)

Worst Contingency Barton - Sanger and Manchester – Sanger 
115 kV Lines 

Overload Condition 2011 Summer Off Peak

Solution:  Install SPS if applicable.

12.3.7 Tivy Valley - Reedley 70 kV Line

Limiting Factor 3/0 kcmil Al @ 2fps wind speed summer 
interior rating: 298 Amps

Pre-project Emergency 
Loading 263 Amps (89%) Post-project 

Emergency Loading 410 Amps (138%)

Worst Contingency Sanger 115 kV Bus
Overload Condition 2011 Summer Off Peak

Solution:   Currently PG&E Project P02219 is reconductoring this 
line with 397.5 kcmil Al conductor that has summer interior 
emergency rating of 514 Amps @ 2 fps.  The scheduled 
completion date is late 2008.

13. Deliverability Assessment

In accordance with LGIP section 3.3.3 of the LGIP, Deliverability Assessment 
was performed to determine the qualified capacity of the Project from Resource 
Adequacy perspective.  This study focuses on the ability of the system to 
accommodate output of the Project to the aggregate of load under the conditions 
when resources are needed the most such as during summer peak conditions 
when resource shortage is likely to happen. 

As required by LGIP tariff language, deliverability results need to provide the 
following information of this Project regarding deliverability:

1. The amount of capacity that can be deliverable without additional 
upgrades.

2. The upgrades needed for this Project to be fully deliverable (Delivery 
Upgrades) if the study results identify transmission limitations that prevent 
the Project from being fully deliverable.

Please note that Delivery Upgrades are optional upgrades for the customers who 
are willing to provide a higher level of service.  A project for which the required 
Reliability Upgrades have been implemented, may proceed to interconnect to the 
CAISO Controlled Grid without Delivery Upgrades.  However, the decision to omit 
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Delivery Upgrades could result in the Project losing its eligibility to receive 
capacity payments from the CPUC led Resource Adequacy program.

113.1 Deliverability of the Project without Additional Upgrades

28 MW

13.2 Delivery Upgrades

Install SPS if applicable or reconductor the following two lines to prevent 
overloading under certain Category B and Category C conditions:

a) Storey 1-Gregg 230 kV line
b) Legrand-Certainteed 115 kV line

Line a) is overloaded for outage of:
Storey2-Borden 230 kV line (Category B), or
Storey2-Wilson 230 kV line (Category B),

Line b) is overloaded for outage of:
Warnerville-Borden and Wilson-Gregg 230 kV lines (Category C)

Deliverability Assessment results are posted on the CAISO website at the 
following location: (look under column A, CAISO Queue Position 128)
http://www.caiso.com/1fa3/1fa3b54b1c620.xls

14. Cost Summary and Schedule

A cost summary is provided in Table 14-1, with more detailed Interconnection 
Facilities and Network Upgrades costs provided in Subsection 14.1 and 
Subsection 14.2.  Costs provided are not final and will need to be reconciled with 
actual costs upon completion of the Project. 

Table 14-1 Cost Estimate Summary
Total Interconnection Facilities Cost $3,830,000
         Total Interconnection Facilities Cost     $ 3,830,000

Total Network Upgrades Cost $30,300,000
                   Total Network Upgrades Cost $ 30,300,000

Total Project Interconnection Cost $34,130,000

14.1 Interconnection Facilities Cost

Cost estimate for the Interconnection Facilities is summarized in Table    
14-2.  These facilities are necessary to physically and electrically 
interconnect the Project up to the POI on the CAISO Controlled Grid.  
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Table 14-2 Interconnection Facilities Cost Estimates
SSubstation Work
  KRCD Project Site
  Install Direct Transfer Trip (DTT) and perform 
pre-parallel inspection,  testing, SCADA, EMS
setup, Maintenance, etc.

$250,000

McCall Substation
  Install DTT and perform pre-parallel inspection,
  testing, SCADA, EMS setup, Maintenance, etc. $250,000

  Install two 230 kV line breakers $2,880,000

                              Subtotal Substation Work $3,380,000

Transmission Line Work
    Provide interconnection from Generator tie lines
     to the McCall Substation $400,000

                 Subtotal Transmission Line Work  $400,000

Land Services Work
Land engineering support, rights–of-way, 
property improvement, and permitting activities
to support construction of the generator tie line 

$50,000

                        Subtotal Land Services Work $50,000
Total Interconnection Facilities Cost before ITCC Tax $3,830,000

14.2 Network Upgrades Cost

Cost Estimate for the Network Upgrades is summarized in Table 14-3.  
These facilities are necessary to physically and electrically interconnect the 
Project on the CAISO Controlled Grid beyond the POI.

Table 14-3 Network Upgrades Cost Estimates
Substation Work
    McCall Substation
    Extend 230 kV bus for two bays to the north $1,200,000
    Extend 230 kV bus for three bays to the south $1.800,000

       Install 2 sectionalizing and 2 bus parallel
       breakers $2,400,000

    Upgrade protection/telecommunication
    equipment/relays $1,400,000

    Replace 4 230 kV breakers  $2,500,000
Sanger Substation
    Replace 10 115 kV breakers  $5,000,000
  Install 4 SPSs $1,000,000

                           Subtotal Substation Work $15,300,000

Transmission Line Work (Re-conductoring)
     The Borden-Gregg 230 kV Line $4,000,000
     The McCall-Sanger 115 kV Line $4,000,000
     The Oro Loma-Canal 70 kV Line $1,000,000
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     The Barton - Sanger 115 kV Line $3,000,000
     The Manchester - Sanger 115 kV Line $3,000,000
                Subtotal Transmission Line Work $15,000,000

Total Network Upgrades Cost $30,300,000
                   

14.3 Tentative Construction Schedule 

The tentative schedule to construct the Interconnection Facilities and 
Network Upgrades based on the work scope outlined in this ISIR/IFAS is 
approximately between 24 and 36 months from the execution of the Large 
Generator Interconnection Agreement (LGIA) and payment of the 
estimated Interconnection Facilities and Network Upgrades costs.  This 
schedule reflects only the time PG&E requires to engineer, design, 
schedule, procure materials and construct the necessary facilities.

The construction schedule includes only the time required to obtain permits 
anticipated in Section 9.  Other permits that may be required by the CPUC, 
state, local, or federal agencies are described in Section 10.  Additional 
permits required beyond those anticipated will impact the Project’s 
schedule.

PG&E cannot guarantee that such interconnection can be completed 
by December 1, 2010, due to the potential work required for this 
interconnection.  However, PG&E will work with the IC to achieve that 
interconnection as quickly as possible.

15. Environmental Evaluation / Permitting

15.1 CPUC General Order 131-D

Pacific Gas and Electric Company (PG&E) is subject to the jurisdiction of 
the California Public Utilities Commission (CPUC) and must comply with 
CPUC General Order 131-D (Order) on the construction, modification, 
alteration, or addition of all electric transmission facilities (i.e., lines, 
substations, etc.).  This includes facilities to be constructed by others and 
deeded to PG&E.  The Order exempts PG&E from obtaining a formal 
permit from the CPUC on facilities over 200 kV provided the planned 
facilities involve the replacement of existing facilities or supporting 
structures with equivalent facilities or structures, the minor relocation of 
existing facilities, the conversion of existing facilities to underground or the 
placing of new or additional conductors, insulators, or their accessories on 
or replacement of structures already built.  These exemptions do not apply 
under certain circumstances when significant environmental impacts may 
be caused by the work. If the project does not qualify for an exemption, 
PG&E will need to seek formal approval from the CPUC (i.e., Certificate of 
Public Convenience and Necessity) taking as much as 18 months or more 
since the CPUC may decide to conduct its own environmental evaluation 
(i.e., Negative Declaration or Environmental Impact Report).  
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For cases where PG&E can claim a valid exemption, PG&E would file an 
Advice Letter with the CPUC and publish public notice of the proposed 
construction of the facilities.  The noticing process takes about 90 days if no 
protests are filed, but should be done as early as possible so that a protest 
does not delay construction.  PG&E has no control over the time it takes the 
CPUC to respond when issues arise.  If the protest is granted, PG&E will 
then need to apply for a formal permit to construct the project (i.e., 
Certificate of Public Convenience and Necessity).

Facilities built or modified under this procedure must also be designed to 
include electric and magnetic field (EMF) mitigation measures pursuant to 
PG&E  “EMF Design Guidelines of New Electrical Facilities: Transmission, 
Substation and Distribution”.

Please see Section III, B.1(f) in General Order 131-D.  This document can 
be found in the CPUC’s web page at:

http://www.cpuc.ca.gov/PUBLISHED/GENERAL_ORDER/589.htm

115.2 CPUC Section 851

Pacific Gas and Electric Company (PG&E) is subject to the jurisdiction of 
the California Public Utilities Commission (CPUC) and must comply with 
Public Utilities Code Section 851, which among other things requires CPUC 
approval of leases and licenses to use PG&E property.  This includes 
rights-of-way granted to third parties for interconnection facilities.  Obtaining 
CPUC approval for a Section 851 application can take several months, and 
requires compliance with the California Environmental Quality Act (CEQA).  
PG&E recommends that Section 851 issues be identified as early as 
possible so that the necessary application can be prepared and processed.

16. Standby Power

The ISIR did not address any requirements for standby power that the Project
may require.  The IC should contact their PG&E Generation Interconnection 
Services representative regarding this service.

Note:  The IC is urged to contact their PG&E Generation Interconnection Services 
representative promptly regarding stand-by service in order to ensure its 
availability for the Project start-up date.

17. Restudy

The ISIR was performed according to the assumptions shown in Section 3. If
these assumptions are changed, a restudy according to the LGIP may be 
required to re-evaluate the Project’s impact on the CAISO Controlled Grid.  The 
IC would be responsible for paying for any such restudy.
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1. Project Summary 

Kings River Conservation District (KRCD), the Interconnection Customer (IC), has 
submitted a completed Interconnection Request (IR) to the California 
Independent System Operator Corporation (CAISO) for their proposed KRCD 
Community Power Plant (Project).  The Project is a combined cycle plant 
consisting of two combustion gas turbines rated at 192 MW each, and one steam 
turbine rated at 193 MW.  With a total plant auxiliary load of 12 MW the maximum 
net output to the CAISO Controlled Grid will be 565 MW in the summer and 600 
MW during winter1.  The Commercial Operation Date of the Project is December 
1, 2010.  The Project will interconnect to Pacific Gas & Electric Company’s 
(PG&E) McCall 230 kV Substation located in Fresno County, California.   

The CAISO issued an Interconnection System Impact Study (ISIS) Report for the 
Project on July 30, 2007 which indicated that the Project can be reliably 
interconnected to the CAISO Controlled Grid if the needed Network Upgrades are 
completed prior to the Project coming on line. The report had addressed the 
system impacts caused by the interconnection of the Project with and without the 
San Joaquin Valley Energy Center (SJVEC) project.  However, in the case of 
without SJVEC, only a sensitivity evaluation was performed without evaluating 
CAISO Category “C” emergency contingencies.  After the ISIS Report was 
issued, several projects in the California ISO Controlled Grid Generation Queue, 
ahead of this Project, were withdrawn including SJVEC project. Withdrawal of 
higher queued projects especially those in the Fresno area would potentially 
change the impacts of this Project on the system. Additionally, Category C 
contingencies need to be evaluated and impacts identified after taking into 
account withdrawal of higher queued projects. 

In accordance with the Federal Energy Regulatory Commission (FERC) Large 
Generator Interconnection Procedures (LGIP), the IC, the CAISO, and PG&E 
have agreed that an Interconnection System Impact Re-study (ISIR) is warranted.  
The re-study will be performed by removing all the withdrawn projects especially 
CAISO queue numbers 47, 55 and 102 from all the base cases. The ISIR will:   

1. Identify transmission system impacts caused solely by the interconnection  
of the Project 

2. Identify system reinforcements necessary to mitigate any adverse 
impacts of the Project under various system conditions 

3. Identify the level of deliverability of the Project by means of a Deliverability 
Assessment, conducted by CAISO per Section 3.3.3 of the LGIP 

1 KRCD has requested that the ISIR include winter conditions as well. 
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2. Study Fee 

The CAISO has estimated a study fee of $30,000.  The final cost to complete the 
ISIR will be based on actual cost.    

CAISO will bill the IC the remaining balance if the actual cost is higher than the 
collected deposit.  If the actual cost is less than the collected deposit, CAISO will 
refund the balance to the IC. 

3. Schedule 

Table 3-1 shows the tentative milestones/schedules associated with the ISIR. 

Table 3-1:  Study Schedule

Task Milestone Description Target Date 

1 The IC provides a written notice to proceed and an ISIR 
deposit of $10,000  

April 18, 2008 
(tentative) 

2 CAISO tenders an ISIR Plan to IC April 15, 2008 

3 PG&E to submit draft ISIR report Task 1 + 60 CD 

4 CAISO issues final ISIR report to IC + 20 CD 

4. Cost Estimates/Construction Schedule 

The ISIR will provide a list of required facilities and a non-binding good faith 
estimate of cost responsibility and a non-binding good faith estimate of time to 
construct those facilities. 

5. Project and Interconnection Information 

Table 5-1 provides general information about the Project. 

Table 5-1:  KRCD Community Power Plant General Information

Project Location PG&E’s Mc Call 230 kV Substation in Fresno 
County, California 

PG&E Planning Area  Fresno Division 
Number and Type of Generators Two CTGs, One STG (Combined Cycle Plant) 

Maximum Generator Output Two CTGs: 192 MW each, STG 193 MW, 577 
MW Total 

Generator Auxiliary Load 12 MW 
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Maximum Net Output to Grid Summer rating: 565 MW, Winter rating: 600 
MW 

Power Factor CTG: 0.88 lag to 0.92 lead 
STG: 0.85 lag to 0.90 lead 

Step-up Transformer 
Three transformers rated at 16.5/230 kV, 
144/180/240 MVA each, Z=10.0% on 138 
MVA base

Description Of Interconnection 
Configuration Mc Call 230 kV bus 

Connection Voltage 230 kV 

Figure 5-1 provides the map for the Project and the transmission facilities in the 
vicinity.  Figure 5-2 shows the single line diagram of the Project.  

Figure 5-1:  Location Map 
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Figure 5-2:  Conceptual single-line Diagram 

6. Study Assumptions 

Under the direction of the CAISO, PG&E will conduct the ISIR using the following 
assumptions: 

 The Project is a combined cycle plant with two combustion gas turbines 
rated for 192 MW each and one steam turbine rated for 193 MW.  The 
expected total plant load is 12 MW and the net output to the CAISO 
Controlled Grid will be 565 MW most of the year and 600 MW in the 
winter.

 The expected Commercial Operation Date of the Project is December 1, 
2010.

 Each generator will have a 16.5/230 kV step-up transformer rated at 
144/180/240 MVA with an impedance of 10.0% on 138 MVA base. There 
will be three step-up transformers. 

 The study base cases will model all projects ahead of this project in the 
CAISO queue, especially those listed in the Attachment 1.
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 The IC will engineer, procure, construct, own, and maintain its project 
facility, including the switching station. 

 The IC will engineer, procure, construct, own, and maintain the generator 
tie lines. 

 PG&E will provide the interconnection from the generator tie lines to the 
230 kV bus at McCall Substation.  

This study will assume that the Project can be interconnected using 
the existing bus configuration at McCall Substation.  The final 
configuration of the substation bus will be determined in the 
Interconnection Facilities Study (IFAS) process.   The final 
configuration may be different to conform with PG&E’s existing 
standards for bus design.  Any additional interconnection costs 
resulting from a new bus configuration will be the IC’s 
responsibility.

7. Power Flow Study Base Cases 

Four power flow base cases will be used to evaluate the feasibility of the 
proposed interconnection and the transmission system impacts of the Project.  
While it is impractical to study all combinations of system load and generation 
levels during all seasons and at all times of the day, these four base cases 
represent extreme loading and generation conditions for the study area. 

The CAISO and PG&E cannot guarantee that the Project can operate at 
maximum rated output 24 hours a day, year round, without any adverse system 
impacts, nor can CAISO and PG&E guarantee that the Project will not have any 
system adverse impacts during the times and seasons not studied in the ISIR. 

2011 Summer Peak Full Loop Base Case: 

Power flow analysis will be performed using PG&E’s 2011 summer peak full 
loop base case for the Greater Fresno area (in General Electric Power Flow 
format).  This base case will be developed from PG&E’s 2007 base case 
series and has a 1-in-10 year extreme weather load level for the Greater 
Fresno area. 

2011 Spring Peak Full Loop Base Case: 

 Power flow analysis will also be performed using the 2011 spring peak full 
loop base case for the Greater Fresno area in order to evaluate the potential 
congestion on transmission facilities under reduced load and increased 
generation levels during a typical spring season.  Typical spring season peak 
load will be applied in this spring base case.  Hydro generation will be 
modeled at a very high level as typical in the spring season. 
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2011 Summer Off-Peak Full Loop Base Case:

Power flow analysis will also be performed using the 2011 summer off-peak 
base case for the Greater Fresno area in order to evaluate potential 
congestion on transmission facilities during the off-peak system condition.  
The summer off-peak load will be modeled at approximately 50 % of the 2011 
summer peak load level in the Greater Fresno area.  Path 15 flows will be 
around 5,000 MW in a south-to-north direction.  Two units at Helms PGP (620 
MW total) will be assumed in pumping mode. 

2011 Winter Peak Full Loop Base Case: 

Power flow analysis will be performed using PG&E’s 2011 winter peak full 
loop base case for the Greater Fresno area (in General Electric Power Flow 
format) to study the impacts of the Project’s winter rating of 600 MW net to 
the CAISO Controlled Grid.  This base case will be developed from PG&E’s 
2007 base case series, and typical winter season peak load will be applied in 
this base case.   

These four base cases will model all approved PG&E transmission reliability 
projects that will be operational by 2011.  These four base cases will also model all 
proposed generation projects that will be operational by 2011.  However, some 
generation projects that are electrically far from the proposed project will be either 
turned off or modeled with reduced generation to balance the loads and resources 
in the power flow model.  The major generation projects included are shown in 
Attachment 1.

8. Interconnection System Impact Study Scope 

The ISIR will determine the impact of the Project on the CAISO Controlled Grid.  
Specific studies are outlined below: 

8.1 Steady State Power Flow Analysis 

Power flow analysis will be performed using the base cases described in 
Section 7.  These base cases will be used to simulate the impact of the new 
facility during normal operating conditions as well as during single (CAISO 
Category “B”) and selected multiple (CAISO Category “C”) contingency 
conditions.  The study will cover the transmission facilities within PG&E’s 
Greater Fresno area. 

The single (CAISO Category “B”) and selected multiple (CAISO Category 
“C”) contingencies include the following outages:  

8.1.1  CAISO Category “B” 

 All single generator outages within the study area. 
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 All single (60 - 230 kV) transmission line outages within the 
study area. 

 All single (60 - 230 kV) transformer outages within the study 
area.

 Selected overlapping single generator and transmission line 
outages for the transmission lines and generators within the 
study area. 

8.1.2  CAISO Category “C” 

 Selected bus (60-230 kV) outages within the study area. 

 Selected outages caused by selected breaker failures   
  (excluding bus tie and sectionalizing breakers) at the same  
  above bus section. 

 Selected combination of any two-generator/transmission  
  line/transformer outages (except ones included above in  
  Category “B”) within the study area. 

 Selected outages of double circuit tower lines (60-230 kV)  
  within the study area. 

8.2 Reactive Power Deficiency Analysis 

 With the generation project included in the system model, CAISO Category 
“B” and “C” contingencies will be analyzed to identify any reactive power 
deficiencies: 

 Whether the results show voltage drops of 5% or more from the pre-
project levels, or 

 Whether the results fail to meet applicable voltage criteria. 

A post-transient power flow analysis will be performed if deemed necessary 
after considering the network topology or power transfer paths involved 
when a significant amount of power transfer occurs.  

8.3    Dynamic Stability Analysis 

Dynamic stability studies will be conducted using the 2011 summer peak 
full loop base case to ensure that the transmission system remains in 
operating equilibrium through abnormal operating conditions after the 
Project begins operation.  

Disturbance simulations will be performed for a study period of up to 20 
seconds to determine whether the new facility will create any system 
instability during the following line and generator outages: 
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8.3.1 CAISO Category “B” 

 Full load rejection of 565 MW for the Project. 

 A three-phase close-in fault on the McCall - KRCD 230 kV #1 
Line at the McCall Substation 230 kV bus with normal clearing 
time followed by loss of the McCall – KRCD 230 kV #1 Line 

 A three-phase close-in fault on the McCall - KRCD 230 kV #1 
Line at the KRCD Substation 230 kV bus with normal clearing 
time followed by loss of the McCall – KRCD 230 kV #1 Line 

 A three-phase close-in fault on the Helm - McCall 230 kV Line at 
the McCall Substation 230 kV bus with normal clearing time 
followed by loss of the Helm - McCall 230 kV Line 

 A three-phase close-in fault on the Helm - McCall 230 kV Line at 
the Helm Substation 230 kV bus with normal clearing time 
followed by loss of the Helm - McCall 230 kV Line 

 A three-phase close-in fault on the Haas - McCall 230 kV Line at 
the McCall Substation 230 kV bus with normal clearing time 
followed by loss of the Haas - McCall 230 kV Line 

8.3.2   CAISO Category “C” 

 A three-phase fault on the McCall Substation 230 kV bus with 
normal clearing time 

 A three-phase fault on the Helm Substation 230 kV bus with 
normal clearing time 

 A three-phase fault on McCall Substation 230 kV bus with 
normal clearing time followed by loss of the Helm - McCall and 
Gates - McCall 230 kV lines. 

 A three-phase fault on Panoche Substation 230 kV bus with 
normal clearing time followed by loss of the Balch - McCall and 
Haas - McCall 230 kV lines. 

8.4     Deliverability Assessment 

A Deliverability Assessment will be performed to determine the Project’s 
ability to deliver its energy to the CAISO Controlled Grid under peak load 
conditions.  The Deliverability Assessment will provide the IC with 
information as to the level of deliverability without Network Upgrades, and 
the required Network Upgrades for delivering the full output of the Project.  
The Deliverability Assessment will provide: 

 Deliverability level with no Network Upgrades 
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 Required Network Upgrades to support 100% deliverability 

CAISO will conduct the Deliverability Assessment in accordance with 
Section 3.3.3 of the LGIP.   

8.5 Short Circuit Duty Analysis 

Short circuit studies will be performed to determine the maximum fault 
currents on various transmission buses in the vicinity of the Project.  This 
ISIR will assess the impact of increased fault duty resulting from the added 
generation.  Equipment that may become overstressed as a result of 
increased fault duty will be identified. 

8.6    System Protection Requirements 

Preliminary system protection requirements will be provided based on the 
scope and assumptions outlined in this study plan and technical 
information provided by the IC. 

8.7 Substation Evaluation 

The substation evaluation will identify any existing equipment requiring 
upgrades due to overstress or overload by the interconnection of the 
Project.  The final arrangement of the 230 kV bus at McCall Substation will 
be determined in this ISIR. 

8.8 Transmission Line Evaluation 

The transmission line evaluation will identify any existing equipment 
requiring upgrades to mitigate overload or overstress cause by the 
interconnection of the Project.  

8.9 Land Evaluation 

For the ISIR, PG&E’s Corporate Real Estate Department will not perform 
an evaluation on land rights.  A land right evaluation will be provided when 
the Project progresses to the Interconnection Facilities Study (IFAS). 

9. Environmental Evaluation / Permitting 

9.1 CPUC General Order 131-D 

Pacific Gas and Electric Company (PG&E) is subject to the jurisdiction of 
the California Public Utilities Commission (CPUC) and must comply with 
CPUC General Order 131-D (Order) on the construction, modification, 
alteration, or addition of all electric transmission facilities (i.e., lines, 
substations, etc.).  This includes facilities to be constructed by others and 
deeded to PG&E.  The Order exempts PG&E from obtaining a formal 
permit from the CPUC on facilities over 200 kV provided the planned 
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facilities involve the replacement of existing facilities or supporting 
structures with equivalent facilities or structures, the minor relocation of 
existing facilities, the conversion of existing facilities to underground or the 
placing of new or additional conductors, insulators, or their accessories on 
or replacement of structures already built.  These exemptions do not apply 
under certain circumstances when significant environmental impacts may 
be caused by the work. If the project does not qualify for an exemption, 
PG&E will need to seek formal approval from the CPUC (i.e., Certificate of 
Public Convenience and Necessity) taking as much as 18 months or more 
since the CPUC may decide to conduct its own environmental evaluation 
(i.e., Negative Declaration or Environmental Impact Report).   

For cases where PG&E can claim a valid exemption, PG&E would file an 
Advice Letter with the CPUC and publish public notice of the proposed 
construction of the facilities.  The noticing process takes about 90 days if no 
protests are filed, but should be done as early as possible so that a protest 
does not delay construction.  PG&E has no control over the time it takes the 
CPUC to respond when issues arise.  If the protest is granted, PG&E will 
then need to apply for a formal permit to construct the project (i.e., 
Certificate of Public Convenience and Necessity). 

Facilities built or modified under this procedure must also be designed to 
include electric and magnetic field (EMF) mitigation measures pursuant to 
PG&E  “EMF Design Guidelines of New Electrical Facilities: Transmission, 
Substation and Distribution”. 

Please see Section III, B.1(f) in General Order 131-D.  This document can 
be found in the CPUC’s web page at: 

http://www.cpuc.ca.gov/PUBLISHED/GENERAL_ORDER/589.htm

9.2 CPUC Section 851 

Pacific Gas and Electric Company (PG&E) is subject to the jurisdiction of 
the California Public Utilities Commission (CPUC) and must comply with 
Public Utilities Code Section 851, which among other things requires CPUC 
approval of leases and licenses to use PG&E property.  This includes 
rights-of-way granted to third parties for interconnection facilities.  Obtaining 
CPUC approval for a Section 851 application can take several months, and 
requires compliance with the California Environmental Quality Act (CEQA).  
PG&E recommends that Section 851 issues be identified as early as 
possible so that the necessary application can be prepared and processed. 

10. Standby Power 

The ISIR will not address any requirements for standby power that the Project 
may require.  The IC should contact their PG&E Generation Interconnection 
Services representative regarding this service. 
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Note: The IC is urged to contact their PG&E Generation Interconnection Services 
representative promptly regarding stand-by service in order to ensure its 
availability for the Project start-up date. 

11. Re-study 

The ISIR will be performed according to the assumptions shown in the Section 6.  If 
these assumptions are changed, a re-study according to the LGIP may be required 
to re-evaluate the Project’s impact on the CAISO Controlled Grid.  The IC would be 
responsible for paying for any such re-study.  
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ATTACHMENT 1 – GENERATION PROJECTS 

PG&E Generation Projects 

Project

ID # 

Project Name Nearest Facility Capacity
(MW)

Latest
Expected
On-Line

Date

Modeled
In Study 

Cases

1 Confidential Russell 92 2008  Yes 

Non-PG&E Generation Projects to Be Modeled in Base Case per On-line Year 

Project
ID # Project Name Nearest Facility Capacity

(MW)

Latest
Expected
On-Line

Date

Modeled
In Study 

Cases

TID Confidential Walnut (TID) 250 2008  Yes 

SVP  Confidential SSS (SVP) 320 2008  Yes 

PG&E Generation Projects - ISO Generation Interconnection Queue 

CAISO
Q # 

Project
ID # 

Project
Name Nearest Facility Capacity

(MW)

Latest
Expected
On-Line

Date

Modeled
In Study 

Cases

2 1 Confidential Contra Costa 590 2009 Yes 

6 2 Confidential Tesla 1156 2010 Yes 

9 3 Confidential Morro Bay 1200 2008 Yes 

16 P0302 Confidential Cabrillo 120 2008 Yes 

22 P0304 Confidential New Birds 
Landing SW STA 38 2011 Yes 

24 P0401 Confidential Birds' Landing 
Switchyard 150 2008 Yes 

28 P0402 Confidential Potrero 145.1 2008 Yes 

29 P0403 Confidential
Collector Station 
at Geysers #17 & 
Fulton Line 

201 2009 Yes 



ATTACHMENT 1 - 2 

PG&E Generation Projects - ISO Generation Interconnection Queue 

CAISO
Q # 

Project
ID # 

Project
Name Nearest Facility Capacity

(MW)

Latest
Expected
On-Line

Date

Modeled
In Study 

Cases

30 P0404 Confidential San Francisco 
Airport 48.7 2008 Yes 

37 P0409 Confidential Tesla 74.9 2010 Yes 

38 P0411 Confidential Humboldt Power 
Plant Substation 146.4 2009 Yes 

39 P0412 Confidential Birds' Landing 
Switchyard 200 2009 Yes 

40 P0413 Confidential East Shore 118 2009 Yes 

42 P0418 Confidential McCall 115 kV 
Bus 300 2013 No 

45 P0424 Confidential East Shore 361 2010 Yes 

52 P0435 Confidential Panoche
Substation 401 2009 Yes 

54 P0504 Confidential Panoche
Substation 120 2009 Yes 

57 P0506 Confidential
Cottonwood-
Vaca Dixon 230 
kV lines 

715 2010 Yes 

60 P0513 Confidential
Kern Oil 
Substation (115 
kV)

94 2013 No 

67 P0526 Confidential Eastshore 230 kV 
Bus 245 2008 Yes 

74 P0528L Confidential Pit 3-Round 
Mountain 230 kV 102 2009 Yes 

75 P0529 Confidential
Le Grand- 
Chowchilla 115 
kV

10.5 2008 Yes 

76 P0530 Confidential Merced #1 70 kV 10.5 2008 Yes 

108 P0609L Confidential Lambie-Contra 
Costa 230 kV 128 2011 Yes 

111 P0610L Confidential Chevron 70 kV 
Tap 20 2009 Yes 

113 P0611L Confidential Birds' Landing 
Switchyard 30 2009 Yes 
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Appendix B 

Contingency Lists for Outages 



APPENDIX B – ISO CATEGORY B SUMMER PEAK AUTOCON INPUT FILE 

APPENDIX B - 2 

# Q128 2011 sumpk category b contingency list 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sumpk category b contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (2)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (3)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (4)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (5)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (6)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (7)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (8)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (10)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30793  "1 "    0     # line from  PANOCHE  230.00  BRKR to (3)   PANO_EC  230.00 
 2  30793 34326  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS1  13.80 
 2  30793 34327  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS2  13.80 
 4  34326     0  "ss"    0     # LOAD-DROP    PANO_BS1  13.80  LOAD==4.50(2.49) 
 4  34327     0  "ss"    0     # LOAD-DROP    PANO_BS2  13.80  LOAD==4.50(2.49) 
 3  34326     0  "1 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34326     0  "2 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34327     0  "3 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 3  34327     0  "4 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 0 
  #
  #
  # (11)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (12)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (13)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (14)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (15)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
 0 
  #
  #
  # (16)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (17)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
 0 
  #
  #
  # (18)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34017 34010  "1 "    0     # line from  CRWS LDG  60.00   (1) to (3)   CRWS LDJ  60.00 
 1  34010 34006  "1 "    0     # line from  CRWS LDJ  60.00   (3) to BRKR  PATTERSN  60.00 
 1  34010 34012  "1 "    0     # line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00 
 1  34012 34014  "1 "    0     # line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00 
 4  34017     0  "1 "    0     # LOAD-DROP    CRWS LDG  60.00  LOAD==3.73(0.17) 
 1  34016 34017  "1 "    1      # Switches in Crows Landing SW 57 to transfer load
 4  34017     0  "**"    1      # Restore Load at Crows Landing
 0 
  #
  #
  # (19)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
 0 
  #
  #
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  # (20)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (21)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
 0 
  #
  #
  # (22)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (23)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
 0 
  #
  #
  # (24)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
 0 
  #
  #
  # (25)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34134  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  WILSON A 115.00 
 0 
  #
  #
  # (26)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
 0 
  #
  #
  # (27)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
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  #
  #
  # (28)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
 0 
  #
  #
  # (29)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34136  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  WILSON B 115.00 
 0 
  #
  #
  # (30)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (31)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (32)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34144  "2 "    0     # line from  WILSON B 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (33)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (34)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
 0 
  #
  #
  # (35)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
 0 
  #
  #
  # (36)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34189  "1 "    0     # line from  PANOCHE  115.00  BRKR to (3)   STARWOOD 115.00 
 2  34189 34328  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT1   13.80 
 2  34189 34329  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT2   13.80 
 4  34328     0  "ss"    0     # LOAD-DROP    STARGT1   13.80  LOAD==1.00(0.55) 
 4  34329     0  "ss"    0     # LOAD-DROP    STARGT2   13.80  LOAD==1.00(0.55) 
 3  34328     0  "1 "    0     # GEN-DROP    STARGT1   13.80  GEN==60.94(9.59) 
 3  34329     0  "2 "    0     # GEN-DROP    STARGT2   13.80  GEN==60.94(9.59) 
 0 
  #
  #
  # (37)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
 0 
  #
  #
  # (38)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34159 34158  "1 "    0     # line from  PANOCHEJ 115.00   (3) to BRKR  PANOCHE  115.00 
 1  34159 34160  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (2)   HAMMONDS 115.00 
 1  34159 34180  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (3)   OXFRDJCT 115.00 
 1  34160 34161  "1 "    0     # line from  HAMMONDS 115.00   (2) to (3)   DFSTP    115.00 
 1  34161 34162  "1 "    0     # line from  DFSTP    115.00   (3) to BRKR  ORO LOMA 115.00 
 1  34161 34164  "1 "    0     # line from  DFSTP    115.00   (3) to (1)   DFS      115.00 
 1  34180 34166  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (1)   OXFORD   115.00 
 1  34180 34181  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (3)   WSTLDJCT 115.00 
 1  34181 34182  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (1)   WSTLD1RA 115.00 
 1  34181 34183  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (3)   LUISJCT  115.00 
 1  34183 34163  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#3  115.00 
 1  34183 34165  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#5  115.00 
 4  34160     0  "1 "    0     # LOAD-DROP    HAMMONDS 115.00  LOAD==10.00(2.03) 
 4  34164     0  "1 "    0     # LOAD-DROP    DFS      115.00  LOAD==1.37(1.06) 
 4  34166     0  "1 "    0     # LOAD-DROP    OXFORD   115.00  LOAD==3.87(1.76) 
 4  34182     0  "1 "    0     # LOAD-DROP    WSTLD1RA 115.00  LOAD==2.98(0.71) 
 4  34163     0  "1 "    0     # LOAD-DROP    LUIS_#3  115.00  LOAD==3.30(0.78) 
 4  34165     0  "1 "    0     # LOAD-DROP    LUIS_#5  115.00  LOAD==3.40(0.81) 
 0 
  #
  #
  # (39)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34172 34271  "1 "    0     # line from  WESTLAND  70.00   (2) to (3)   WSTLDJCT  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34271 34469  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   GFFNJCT   70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (40)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34218  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   DOS PALS  70.00 
 1  34218 34216  "1 "    0     # line from  DOS PALS  70.00   (2) to BRKR  SNTA RTA  70.00 
 4  34218     0  "1 "    0     # LOAD-DROP    DOS PALS  70.00  LOAD==10.29(2.09) 
 0 
  #
  #
  # (41)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
 0 
  #
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  #
  # (42)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34234  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   POSO J1   70.00 
 1  34234 34266  "1 "    0     # line from  POSO J1   70.00   (2) to (2)   FIREBAGH  70.00 
 1  34266 34267  "1 "    0     # line from  FIREBAGH  70.00   (2) to (2)   TOMATAK   70.00 
 1  34267 34268  "1 "    0     # line from  TOMATAK   70.00   (2) to BRKR  MENDOTA   70.00 
 4  34266     0  "1 "    0     # LOAD-DROP    FIREBAGH  70.00  LOAD==11.13(2.26) 
 4  34267     0  "1 "    0     # LOAD-DROP    TOMATAK   70.00  LOAD==6.40(4.97) 
 0 
  #
  #
  # (43)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34203  "1 "    0     # line from  MERCED    70.00  BRKR to (3)   ELNIDOTP  70.00 
 1  34203 34205  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (2)   ELNIDO    70.00 
 1  34203 34236  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (1)   POSO J2   70.00 
 2  34205 34330  "1 "    0     # TRAN from  ELNIDO    70.00   (2) to (1)   ELNIDO    13.80 
 4  34330     0  "ss"    0     # LOAD-DROP    ELNIDO    13.80  LOAD==2.00(1.11) 
 3  34330     0  "1 "    0     # GEN-DROP    ELNIDO    13.80  GEN==12.50(5.69) 
 0 
  #
  #
  # (44)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34230  "1 "    0     # line from  MERCED    70.00  BRKR to BRKR  MRCDFLLS  70.00 
 0 
  #
  #
  # (45)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34204 34212  "1 "    0     # line from  LIVNGSTN  70.00   (1) to (3)   LVNGSTNT  70.00 
 1  34212 34206  "1 "    0     # line from  LVNGSTNT  70.00   (3) to BRKR  CANAL     70.00 
 1  34212 34210  "1 "    0     # line from  LVNGSTNT  70.00   (3) to (2)   SNTA NLA  70.00 
 1  34210 34208  "1 "    0     # line from  SNTA NLA  70.00   (2) to (2)   CHEVPIPE  70.00 
 1  34208 34214  "1 "    0     # line from  CHEVPIPE  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34204     0  "2 "    0     # LOAD-DROP    LIVNGSTN  70.00  LOAD==5.51(1.12) 
 4  34210     0  "1 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==6.75(1.37) 
 4  34210     0  "2 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==9.50(1.93) 
 4  34208     0  "1 "    0     # LOAD-DROP    CHEVPIPE  70.00  LOAD==0.63(0.42) 
 0 
  #
  #
  # (46)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34206 34216  "1 "    0     # line from  CANAL     70.00  BRKR to BRKR  SNTA RTA  70.00 
 0 
  #
  #
  # (47)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34278  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   PCHCO PP  70.00 
 1  34278 34280  "1 "    0     # line from  PCHCO PP  70.00   (2) to (2)   INTL TUR  70.00 
 2  34280 34342  "1 "    0     # TRAN from  INTL TUR  70.00   (2) to (1)   INT.TURB   9.11 
 4  34278     0  "1 "    0     # LOAD-DROP    PCHCO PP  70.00  LOAD==18.00(4.10) 
 3  34342     0  "1 "    0     # GEN-DROP    INT.TURB   9.11  GEN==1.10(0.00) 
 0 
  #
  #
  # (48)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34282  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   ONLL PMP  69.00 
 2  34282 34316  "1 "    0     # TRAN from  ONLL PMP  69.00   (2) to (1)   ONEILPMP   9.11 
 4  34282     0  "1 "    0     # LOAD-DROP    ONLL PMP  69.00  LOAD==6.00(1.20) 
 3  34316     0  "1 "    0     # GEN-DROP    ONEILPMP   9.11  GEN==0.50(0.00) 
 0 
  #
  #
  # (49)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34228 34232  "1 "    0     # line from  MARIPOS2  70.00   (1) to BRKR  EXCHEQUR  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
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  # (50)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (2)   BER VLLY  70.00 
 1  34242 34244  "1 "    0     # line from  BER VLLY  70.00   (2) to (2)   BRCEBG J  70.00 
 1  34244 34246  "1 "    0     # line from  BRCEBG J  70.00   (2) to (3)   SAXONCRK  70.00 
 1  34246 34248  "1 "    0     # line from  SAXONCRK  70.00   (3) to (2)   INDN FLT  70.00 
 2  34246 34346  "1 "    0     # TRAN from  SAXONCRK  70.00   (3) to (1)   SAXNCK L   4.16 
 1  34248 34250  "1 "    0     # line from  INDN FLT  70.00   (2) to (1)   YOSEMITE  70.00 
 4  34242     0  "1 "    0     # LOAD-DROP    BER VLLY  70.00  LOAD==5.91(1.20) 
 4  34246     0  "1 "    0     # LOAD-DROP    SAXONCRK  70.00  LOAD==0.03(0.02) 
 4  34248     0  "1 "    0     # LOAD-DROP    INDN FLT  70.00  LOAD==2.02(0.41) 
 4  34250     0  "1 "    0     # LOAD-DROP    YOSEMITE  70.00  LOAD==2.90(0.00) 
 0 
  #
  #
  # (51)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
 0 
  #
  #
  # (52)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "1 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (53)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "2 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (54)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34240  "1 "    0     # line from  BORDEN    70.00  BRKR to BRKR  GLASS     70.00 
 0 
  #
  #
  # (55)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34262  "1 "    0     # line from  BORDEN    70.00  BRKR to (2)   CASSIDY   70.00 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
 0 
  #
  #
  # (56)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 1  34259 34260  "1 "    0     # line from  NRTHFORK  70.00   (3) to (3)   SJNO2     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 1  34260 34452  "1 "    0     # line from  SJNO2     70.00   (3) to BRKR  WISHON    70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 0 
  #
  #
  # (57)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
 0 
  #
  #
  # (58)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Melones - Wilson line
 0 
  #
  #
  # (59)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (60)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30765  (30069)  30050  34302 : 
 2  30765 30050  "1 "    0     # TRAN from  LOSBANOS 230.00  BRKR to (1)   LOSBANOS 500.00 
 0 
  #
  #
  # (61)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30790  (30791)  34158  34310 : 
 2  30790 34158  "1 "    0     # TRAN from  PANOCHE  230.00  BRKR to (1)   PANOCHE  115.00 
 0 
  #
  #
  # (62)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30790 34158  "2 "    0     # TRAN from  PANOCHE  230.00  BRKR to BRKR  PANOCHE  115.00 
 0 
  #
  #
  # (63)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34112  (34176)  34232  34306 : 
 2  34112 34232  "1 "    0     # TRAN from  EXCHEQUR 115.00  BRKR to (4)   EXCHEQUR  70.00 
 1  34232 34228  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MARIPOS2  70.00 
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   BER VLLY  70.00 
 1  34232 34321  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MCSWAINJ  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
  # (64)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34134 30800  "1 "    0     # TRAN from  WILSON A 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (65)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34136 30800  "2 "    0     # TRAN from  WILSON B 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (66)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34144  (34146)  34202  34312 : 
 2  34144 34202  "2 "    0     # TRAN from  MERCED   115.00  BRKR to (1)   MERCED    70.00 
 0 
  #
  #
  # (67)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34200 34162  "2 "    0     # TRAN from  ORO LOMA  70.00  BRKR to (3)   ORO LOMA 115.00 
 1  34162 34161  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   DFSTP    115.00 
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 1  34162 34168  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   EL NIDO  115.00 
 0 
  #
  #
  # (68)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "3 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (69)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "4 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (70)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "1 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (71)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "2 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (72)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34268 34156  "1 "    0     # TRAN from  MENDOTA   70.00  BRKR to (3)   MENDOTA  115.00 
 1  34156 34178  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   MADERAPR 115.00 
 1  34156 34157  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   PANOCHET 115.00 
 4  34156     0  "1 "    0     # LOAD-DROP    MENDOTA  115.00  LOAD==24.55(4.99) 
 0 
  #
  #
  # (73)  B1 GENERATOR OUTAGE 
  #
 3  34142     0  "1"     0     # WHD_PAN2  13.80       PGEN=49.00  QGEN=-22.43 
 0 
  #
  #
  # (74)  B1 GENERATOR OUTAGE 
  #
 3  34179     0  "1"     0     # MADERA_G  13.80       PGEN=28.60  QGEN=3.67 
 0 
  #
  #
  # (75)  B1 GENERATOR OUTAGE 
  #
 3  34186     0  "1"     0     # DG_PAN1   13.80       PGEN=49.00  QGEN=-17.22 
 0 
  #
  #
  # (76)  B1 GENERATOR OUTAGE 
  #
 3  34301     0  "1"     0     # CHOWCOGN  13.80       PGEN=50.00  QGEN=0.72 
 0 
  #
  #
  # (77)  B1 GENERATOR OUTAGE 
  #
 3  34305     0  "1"     0     # CHWCHLA2  13.80       PGEN=12.50  QGEN=7.35 
 0 
  #
  #
  # (78)  B1 GENERATOR OUTAGE 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (79)  B1 GENERATOR OUTAGE 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
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  #
  # (80)  B1 GENERATOR OUTAGE 
  #
 3  34320     0  "1"     0     # MCSWAIN    9.11       PGEN=10.00  QGEN=0.00 
 0 
  #
  #
  # (81)  B1 GENERATOR OUTAGE 
  #
 3  34322     0  "1"     0     # MERCEDFL   9.11       PGEN=3.50  QGEN=2.00 
 0 
  #
  #
  # (82)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "1"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (83)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "2"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (84)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "3"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (85)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "4"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (86)  B1 GENERATOR OUTAGE 
  #
 3  34328     0  "1"     0     # STARGT1   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (87)  B1 GENERATOR OUTAGE 
  #
 3  34329     0  "2"     0     # STARGT2   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (88)  B1 GENERATOR OUTAGE 
  #
 3  34330     0  "1"     0     # ELNIDO    13.80       PGEN=12.50  QGEN=4.15 
 0 
  #
  #
  # (89)  B1 GENERATOR OUTAGE 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=3.80  QGEN=5.40 
 0 
  #
  #
  # (90)  B1 GENERATOR OUTAGE 
  #
 3  34334     0  "1"     0     # BIO PWR    9.11       PGEN=21.80  QGEN=8.92 
 0 
  #
  #
  # (91)  B1 GENERATOR OUTAGE 
  #
 3  34342     0  "1"     0     # INT.TURB   9.11       PGEN=1.10  QGEN=0.00 
 0 
  #
  #
  # (92)  B1 GENERATOR OUTAGE 
  #
 3  34631     0  "1"     0     # SJ2GEN     9.11       PGEN=2.00  QGEN=0.00 
 0 
  #
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  #
  # (93)  B1 GENERATOR OUTAGE 
  #
 3  34633     0  "1"     0     # SJ3GEN     9.11       PGEN=1.00  QGEN=0.00 
 0 
  #
  #
  # (94)  B CAPACITOR OUTAGE
  #
 6  30765     0  "v"     0     # LOSBANOS  230.0  SVD 
 0 
  #
  #
  # (95)  B CAPACITOR OUTAGE
  #
 6  30796     0  "v"     0     # STOREY 1  230.0  SVD 
 0 
  #
  #
  # (96)  B CAPACITOR OUTAGE
  #
 6  34134     0  "v"     0     # WILSON A  115.0  SVD 
 0 
  #
  #
  # (97)  B CAPACITOR OUTAGE
  #
 6  34252     0  "v"     0     # MADERA     70.0  SVD 
 0 
  #
  #
  # (98)  B CAPACITOR OUTAGE
  #
 6  34302     0  "v"     0     # L.BANS T   13.8  SVD 
 0 
  #
  #
  # (99)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Exchequer 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (100)  L-1/G-1 OVERLAPPING OUTAGE 
  # Chowchilla - Kerckhoff #2 115 kV Line and Exchequer 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (101)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Atwater - El Capitan 115 kV Line and Exchequer 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (102)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - Merced 115 kV Line and Exchequer 
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (103)  L-1/G-1 OVERLAPPING OUTAGE 
  # Cressy Tap 115 kV Line and Exchequer 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (104)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Dairyland 115 kV Line and Exchequer 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (105)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Oro Loma 115 kV Line and Exchequer 
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (106)  L-1/G-1 OVERLAPPING OUTAGE 
  # El Capitan - Wilson 115 kV Line and Exchequer 
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (107)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dairyland - Mendota 115 kV Line and Exchequer 
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
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  #
  #
  # (108)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Mendota 115 kV Line and Exchequer 
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (109)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Exchequer 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (110)  L-1/G-1 OVERLAPPING OUTAGE 
  # Merced Falls - Exchequer 70 kV Line and Exchequer 
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (111)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Exchequer 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (112)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and JR Wood Cogen 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (113)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Atwater #2 115 kV Line and JR Wood Cogen 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (114)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Kerckhoff 
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 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (115)  L-1/G-1 OVERLAPPING OUTAGE 
  # Exchequer - Le Grand 115 kV Line and Kerckhoff 
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (116)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # Le Grand - Dairyland 115 kV Line and Kerckhoff 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (117)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Kerckhoff 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (118)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Oneil Pump 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
  #
  # (119)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Melones Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
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  #
  # (120)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Melones Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (121)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Melones Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (122)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Melones Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (123)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Melones Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (124)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Helms Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (125)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Helms Unit 1 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (126)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Helms Unit 1 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (127)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Helms Unit 1 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (128)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Helms Unit 1 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
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  #
  # (129)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Helms Unit 1 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (130)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Helms Unit 1 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (131)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Helms Unit 1 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (132)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Helms Unit 1 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (133)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Helms Unit 1
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (134)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Helms Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (135)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Helms Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (136)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Helms Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (137)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Helms Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (138)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Wilson - Gregg 230 kV Line and Helms Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (139)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Helms Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (140)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Helms Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (141)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Helms Unit 1 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (142)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Exchequer 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (143)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Exchequer 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (144)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Exchequer 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (145)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Exchequer 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (146)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Exchequer 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (147)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Exchequer 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
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  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (148)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Exchequer 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (149)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Exchequer 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (150)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Exchequer 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (151)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Exchequer
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (152)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Exchequer 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (153)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Exchequer 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (154)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Exchequer 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (155)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Exchequer 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (156)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Exchequer 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
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 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (157)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Exchequer 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (158)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Exchequer 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (159)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Exchequer 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (160)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Kerckhoff 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (161)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Kerckhoff 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (162)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Kerckhoff 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (163)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Kerckhoff 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (164)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Kerckhoff 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (165)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Kerckhoff 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
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  #
  # (166)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Kerckhoff 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (167)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Kerckhoff 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (168)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Kerckhoff 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (169)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Kerckhoff
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (170)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Kerckhoff 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (171)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Kerckhoff 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (172)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Kerckhoff 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (173)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Kerckhoff 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (174)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Kerckhoff 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
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  #
  #
  # (175)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Kerckhoff 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (176)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Kerckhoff 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (177)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Kerckhoff 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # 2011 sumpk category b contingency list 
  # Fresno Zone 314 
  #
  #
  # (178)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (179)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
 0 
  #
  #
  # (180)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (181)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
 0 
  #
  #
  # (182)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (183)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
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  # (184)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (185)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 0 
  #
  #
  # (186)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (187)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
 0 
  #
  #
  # (188)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (189)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "1 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (190)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "2 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (191)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (192)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
 0 
  #
  #
  # (193)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
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 0 
  #
  #
  # (194)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
 0 
  #
  #
  # (195)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
 0 
  #
  #
  # (196)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 1  34123 34128  "1 "    0     # line from  K1-JCT   115.00   (2) to (3)   OAKH_JCT 115.00 
 1  34128 34121  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (3)   SHARON T 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34121 34105  "1 "    0     # line from  SHARON T 115.00   (3) to (2)   CERTANJ1 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (197)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 1  34149 34148  "1 "    0     # line from  CHENYT   115.00   (3) to (2)   CHENY    115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34148 34141  "1 "    0     # line from  CHENY    115.00   (2) to (2)   PAN2_TAP 115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (198)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
 0 
  #
  #
  # (199)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34356 34358  "1 "    0     # line from  KERCKHF1 115.00  BRKR to BRKR  KERCKHF2 115.00 
 0 
  #
  #
  # (200)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (201)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 



APPENDIX B – ISO CATEGORY B SUMMER PEAK AUTOCON INPUT FILE 

APPENDIX B - 25 

 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
 0 
  #
  #
  # (202)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
 0 
  #
  #
  # (203)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (204)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (205)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (206)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "3 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (207)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34372  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MALAGA   115.00 
 0 
  #
  #
  # (208)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
 0 
  #
  #
  # (209)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (210)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (211)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
 0 
  #
  #
  # (212)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (213)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34376  "1 "    0     # line from  MALAGA   115.00  BRKR to (1)   PPG      115.00 
 4  34376     0  "1 "    0     # LOAD-DROP    PPG      115.00  LOAD==6.25(3.87) 
 0 
  #
  #
  # (214)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34379  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   MALAGATP 115.00 
 1  34379 34373  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   SCWAXJCT 115.00 
 1  34379 34375  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   ULTPWRJ  115.00 
 1  34373 34371  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   SCWAX    115.00 
 1  34373 34374  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   RANCHRS  115.00 
 1  34375 34377  "1 "    0     # line from  ULTPWRJ  115.00   (3) to (2)   AIRPROD  115.00 
 2  34375 34640  "1 "    0     # TRAN from  ULTPWRJ  115.00   (3) to (1)   ULTR.PWR   9.11 
 1  34377 34370  "1 "    0     # line from  AIRPROD  115.00   (2) to BRKR  MC CALL  115.00 
 4  34371     0  "1 "    0     # LOAD-DROP    SCWAX    115.00  LOAD==2.70(1.53) 
 4  34374     0  "1 "    0     # LOAD-DROP    RANCHRS  115.00  LOAD==9.16(1.86) 
 4  34377     0  "1 "    0     # LOAD-DROP    AIRPROD  115.00  LOAD==5.10(2.02) 
 3  34640     0  "1 "    0     # GEN-DROP    ULTR.PWR   9.11  GEN==14.50(13.00) 
 0 
  #
  #
  # (215)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34381  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   KRCDP    115.00 
 2  34381 34671  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT1  13.80 
 2  34381 34672  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT2  13.80 
 4  34671     0  "ss"    0     # LOAD-DROP    KRCDPCT1  13.80  LOAD==1.05(0.65) 
 4  34672     0  "ss"    0     # LOAD-DROP    KRCDPCT2  13.80  LOAD==1.05(0.65) 
 3  34671     0  "1 "    0     # GEN-DROP    KRCDPCT1  13.80  GEN==50.00(7.14) 
 3  34672     0  "1 "    0     # GEN-DROP    KRCDPCT2  13.80  GEN==50.00(7.14) 
 0 
  #
  #
  # (216)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34380 34384  "1 "    0     # line from  REEDLEY  115.00  BRKR to (2)   GERAWAN  115.00 
 1  34384 34382  "1 "    0     # line from  GERAWAN  115.00   (2) to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (217)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (218)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34391 34392  "1 "    0     # line from  QUEBECTP 115.00   (2) to (1)   QUEBEC   115.00 
 1  34391 34426  "1 "    0     # line from  QUEBECTP 115.00   (2) to BRKR  ALPAUGH  115.00 
 4  34392     0  "1 "    0     # LOAD-DROP    QUEBEC   115.00  LOAD==11.20(7.82) 
 0 
  #
  #
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  # (219)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (220)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (221)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (222)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (223)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (224)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34412 34422  "1 "    0     # line from  HERNDON  115.00  BRKR to (2)   CHLDHOSP 115.00 
 1  34422 34414  "1 "    0     # line from  CHLDHOSP 115.00   (2) to BRKR  WOODWARD 115.00 
 4  34422     0  "1 "    0     # LOAD-DROP    CHLDHOSP 115.00  LOAD==3.50(1.60) 
 0 
  #
  #
  # (225)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (226)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (227)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
  #
  # (228)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34428  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (2)   CONTADNA 115.00 
 1  34428 34429  "1 "    0     # line from  CONTADNA 115.00   (2) to (4)   GWF_HEP  115.00 
 1  34429 34521  "1 "    0     # line from  GWF_HEP  115.00   (4) to (2)   LEPRNOFD 115.00 
 2  34429 34431  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP1  13.80 
 2  34429 34433  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP2  13.80 
 1  34521 34430  "1 "    0     # line from  LEPRNOFD 115.00   (2) to BRKR  HENRETTA 115.00 
 4  34428     0  "1 "    0     # LOAD-DROP    CONTADNA 115.00  LOAD==7.60(5.70) 
 4  34429     0  "ss"    0     # LOAD-DROP    GWF_HEP  115.00  LOAD==3.00(0.68) 
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 4  34521     0  "1 "    0     # LOAD-DROP    LEPRNOFD 115.00  LOAD==6.65(4.30) 
 3  34431     0  "1 "    0     # GEN-DROP    GWF_HEP1  13.80  GEN==50.00(21.27) 
 3  34433     0  "1 "    0     # GEN-DROP    GWF_HEP2  13.80  GEN==50.00(21.27) 
 0 
  #
  #
  # (229)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34426 34700  "1 "    0     # line from  ALPAUGH  115.00  BRKR to BRKR  SMYRNA   115.00 
 0 
  #
  #
  # (230)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34260  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   SJNO2     70.00 
 1  34260 34259  "1 "    0     # line from  SJNO2     70.00   (3) to (3)   NRTHFORK  70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 0 
  #
  #
  # (231)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34491  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   AUBRYTP   70.00 
 1  34491 34464  "1 "    0     # line from  AUBRYTP   70.00   (3) to BRKR  COPPRMNE  70.00 
 1  34491 34493  "1 "    0     # line from  AUBRYTP   70.00   (3) to (1)   AUBERRY   70.00 
 4  34493     0  "1 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==6.07(1.23) 
 4  34493     0  "2 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==7.15(1.45) 
 0 
  #
  #
  # (232)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34456 34458  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HARDWICK  70.00 
 1  34456 34522  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HNFRD SW  70.00 
 1  34456 34576  "1 "    0     # line from  HRDWK TP  70.00   (3) to BRKR  KNGLOBUS  70.00 
 4  34458     0  "1 "    0     # LOAD-DROP    HARDWICK  70.00  LOAD==12.86(2.61) 
 0 
  #
  #
  # (233)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34460 34462  "1 "    0     # line from  GUERNSEY  70.00  BRKR to (3)   GUR3TPT   70.00 
 1  34462 34542  "1 "    0     # line from  GUR3TPT   70.00   (3) to (2)   JCBSCRNR  70.00 
 1  34462 34554  "1 "    0     # line from  GUR3TPT   70.00   (3) to BRKR  AMSTG SW  70.00 
 1  34542 34540  "1 "    0     # line from  JCBSCRNR  70.00   (2) to BRKR  HENRITTA  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 4  34542     0  "1 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==12.05(2.45) 
 4  34542     0  "2 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==9.54(1.94) 
 0 
  #
  #
  # (234)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34478  "1 "    0     # line from  COPPRMNE  70.00  BRKR to BRKR  TVY VLLY  70.00 
 0 
  #
  #
  # (235)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34638  "1 "    0     # line from  COPPRMNE  70.00  BRKR to (2)   FRANTDM   70.00 
 2  34638 34636  "1 "    0     # TRAN from  FRANTDM   70.00   (2) to (1)   FRIANTDM   6.60 
 3  34636     0  "2 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==14.70(5.86) 
 3  34636     0  "3 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==7.80(3.11) 
 3  34636     0  "4 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==2.30(0.92) 
 0 
  #
  #
  # (236)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34466 34482  "1 "    0     # line from  BIOLA     70.00  BRKR to BRKR  OLDKERN   70.00 
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 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (237)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34468 34482  "1 "    0     # line from  BOWLES    70.00   (1) to BRKR  OLDKERN   70.00 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (238)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34469 34271  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   WSTLDJCT  70.00 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34271 34172  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (2)   WESTLAND  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (239)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34473 34472  "1 "    0     # line from  SNJQTP    70.00   (2) to BRKR  SAN JOQN  70.00 
 1  34473 34475  "1 "    0     # line from  SNJQTP    70.00   (2) to (3)   AGRCJCT   70.00 
 1  34475 34476  "1 "    0     # line from  AGRCJCT   70.00   (3) to (2)   AGRICO    70.00 
 1  34475 34484  "1 "    0     # line from  AGRCJCT   70.00   (3) to BRKR  KERMAN    70.00 
 2  34476 34608  "1 "    0     # TRAN from  AGRICO    70.00   (2) to (1)   AGRICO    13.80 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 3  34608     0  "2 "    0     # GEN-DROP    AGRICO    13.80  GEN==7.00(1.08) 
 3  34608     0  "3 "    0     # GEN-DROP    AGRICO    13.80  GEN==18.10(2.80) 
 3  34608     0  "4 "    0     # GEN-DROP    AGRICO    13.80  GEN==26.00(4.02) 
 0 
  #
  #
  # (240)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34474 34556  "1 "    0     # line from  HELM      70.00  BRKR to BRKR  STRD JCT  70.00 
 0 
  #
  #
  # (241)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34478 34492  "1 "    0     # line from  TVY VLLY  70.00  BRKR to BRKR  REEDLEY   70.00 
 0 
  #
  #
  # (242)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34481  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   FRWWTAP   70.00 
 1  34481 34483  "1 "    0     # line from  FRWWTAP   70.00   (3) to (3)   FRESNOWW  70.00 
 1  34481 34483  "2 "    0     # line from  FRWWTAP   70.00   (3) to (3)   FRESNOWW  70.00 
 2  34483 34485  "1 "    0     # TRAN from  FRESNOWW  70.00   (3) to (1)   FRESNOWW  12.47 
 4  34485     0  "1 "    0     # LOAD-DROP    FRESNOWW  12.47  LOAD==7.91(0.00) 
 3  34485     0  "1 "    0     # GEN-DROP    FRESNOWW  12.47  GEN==9.00(0.00) 
 0 
  #
  #
  # (243)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34482  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   OLDKERN   70.00 
 1  34482 34466  "1 "    0     # line from  OLDKERN   70.00  BRKR to BRKR  BIOLA     70.00 
 1  34482 34468  "1 "    0     # line from  OLDKERN   70.00  BRKR to (1)   BOWLES    70.00 
 4  34482     0  "1 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==18.75(3.81) 
 4  34482     0  "3 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==7.57(1.54) 
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 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (244)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34512  "1 "    0     # line from  KEARNEY   70.00  BRKR to BRKR  CARUTHRS  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (245)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34487 34489  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   SNGRCOGN  70.00 
 1  34487 34490  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   PARLIER   70.00 
 1  34487 34488  "1 "    0     # line from  SNGRJCT   70.00   (3) to BRKR  SANGER    70.00 
 2  34489 34646  "1 "    0     # TRAN from  SNGRCOGN  70.00   (2) to (1)   SANGERCO   9.11 
 1  34490 34492  "1 "    0     # line from  PARLIER   70.00   (2) to BRKR  REEDLEY   70.00 
 4  34490     0  "1 "    0     # LOAD-DROP    PARLIER   70.00  LOAD==20.24(4.11) 
 3  34646     0  "1 "    0     # GEN-DROP    SANGERCO   9.11  GEN==37.50(1.40) 
 0 
  #
  #
  # (246)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34488 34366  "1 "    0     # line from  SANGER    70.00  BRKR to BRKR  SANGER   115.00 
 0 
  #
  #
  # (247)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34497  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   DNUBAJCT  70.00 
 1  34497 34499  "1 "    0     # line from  DNUBAJCT  70.00   (3) to (2)   DNUBAEGY  70.00 
 1  34497 34500  "1 "    0     # line from  DNUBAJCT  70.00   (3) to BRKR  DINUBA    70.00 
 2  34499 34648  "1 "    0     # TRAN from  DNUBAEGY  70.00   (2) to (1)   DINUBA E  13.80 
 4  34648     0  "ss"    0     # LOAD-DROP    DINUBA E  13.80  LOAD==0.30(0.26) 
 3  34648     0  "1 "    0     # GEN-DROP    DINUBA E  13.80  GEN==12.00(7.00) 
 0 
  #
  #
  # (248)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34526  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   ORSI JCT  70.00 
 1  34526 34495  "1 "    0     # line from  ORSI JCT  70.00   (3) to (2)   SANDCRK   70.00 
 1  34526 34502  "1 "    0     # line from  ORSI JCT  70.00   (3) to BRKR  OROSI     70.00 
 1  34495 34494  "1 "    0     # line from  SANDCRK   70.00   (2) to (1)   DUNLAP    70.00 
 4  34495     0  "1 "    0     # LOAD-DROP    SANDCRK   70.00  LOAD==3.14(0.64) 
 4  34494     0  "1 "    0     # LOAD-DROP    DUNLAP    70.00  LOAD==4.46(0.91) 
 0 
  #
  #
  # (249)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34496 34498  "1 "    0     # line from  STCRRL J  70.00   (3) to (1)   STONCRRL  70.00 
 1  34496 34500  "1 "    0     # line from  STCRRL J  70.00   (3) to BRKR  DINUBA    70.00 
 1  34496 34502  "1 "    0     # line from  STCRRL J  70.00   (3) to (2)   OROSI     70.00 
 1  34502 34526  "1 "    0     # line from  OROSI     70.00  BRKR to (1)   ORSI JCT  70.00 
 4  34498     0  "2 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==3.37(0.68) 
 4  34498     0  "3 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==2.68(0.54) 
 4  34502     0  "1 "    0     # LOAD-DROP    OROSI     70.00  LOAD==8.38(1.70) 
 4  34502     0  "2 "    0     # LOAD-DROP    OROSI     70.00  LOAD==7.43(1.51) 
 0 
  #
  #
  # (250)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34508 34510  "1 "    0     # line from  CAMDEN    70.00   (2) to (1)   CMDN JCT  70.00 
 1  34508 34576  "1 "    0     # line from  CAMDEN    70.00   (2) to BRKR  KNGLOBUS  70.00 
 4  34508     0  "1 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==6.87(1.40) 
 4  34508     0  "2 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==10.90(2.22) 
 0 
  #
  #
  # (251)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34514 34540  "1 "    0     # line from  MUSLSLGH  70.00   (1) to BRKR  HENRITTA  70.00 
 4  34514     0  "1 "    0     # LOAD-DROP    MUSLSLGH  70.00  LOAD==22.00(13.60) 
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 0 
  #
  #
  # (252)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (253)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34528 34530  "1 "    0     # line from  CORCORAN  70.00  BRKR to (3)   BSWLL TP  70.00 
 1  34530 34531  "1 "    0     # line from  BSWLL TP  70.00   (3) to (2)   JGBSWLL   70.00 
 1  34530 34538  "1 "    0     # line from  BSWLL TP  70.00   (3) to (1)   BOSWELL   70.00 
 1  34531 34536  "1 "    0     # line from  JGBSWLL   70.00   (2) to (1)   ANGIOLA   70.00 
 4  34538     0  "1 "    0     # LOAD-DROP    BOSWELL   70.00  LOAD==2.37(1.53) 
 4  34536     0  "1 "    0     # LOAD-DROP    ANGIOLA   70.00  LOAD==7.24(1.47) 
 0 
  #
  #
  # (254)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34532 34554  "1 "    0     # line from  ARMSTRNG  70.00   (1) to (4)   AMSTG SW  70.00 
 1  34554 34462  "1 "    0     # line from  AMSTG SW  70.00  BRKR to (1)   GUR3TPT   70.00 
 1  34554 34534  "1 "    0     # line from  AMSTG SW  70.00   (4) to (1)   RESERVE   70.00 
 2  34554 34650  "1 "    0     # TRAN from  AMSTG SW  70.00  BRKR to (1)   GWF-PWR.  13.80 
 4  34534     0  "1 "    0     # LOAD-DROP    RESERVE   70.00  LOAD==2.03(0.41) 
 3  34650     0  "1 "    0     # GEN-DROP    GWF-PWR.  13.80  GEN==23.00(12.00) 
 0 
  #
  #
  # (255)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34537 34540  "1 "    0     # line from  GWF_HENR  70.00   (3) to BRKR  HENRITTA  70.00 
 2  34537 34539  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT1   13.80 
 2  34537 34541  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT2   13.80 
 4  34539     0  "ss"    0     # LOAD-DROP    GWF_GT1   13.80  LOAD==1.10(0.25) 
 4  34541     0  "ss"    0     # LOAD-DROP    GWF_GT2   13.80  LOAD==1.10(0.25) 
 3  34539     0  "1 "    0     # GEN-DROP    GWF_GT1   13.80  GEN==50.00(2.92) 
 3  34541     0  "1 "    0     # GEN-DROP    GWF_GT2   13.80  GEN==50.00(2.92) 
 0 
  #
  #
  # (256)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34544 34550  "1 "    0     # line from  TLRE LKE  70.00  BRKR to (2)   CHEVPLIN  70.00 
 1  34550 34546  "1 "    0     # line from  CHEVPLIN  70.00   (2) to (2)   AVENAL    70.00 
 1  34546 34548  "1 "    0     # line from  AVENAL    70.00   (2) to BRKR  KETTLEMN  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 4  34550     0  "1 "    0     # LOAD-DROP    CHEVPLIN  70.00  LOAD==1.01(0.73) 
 4  34546     0  "1 "    0     # LOAD-DROP    AVENAL    70.00  LOAD==7.72(1.57) 
 0 
  #
  #
  # (257)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34548 34552  "1 "    0     # line from  KETTLEMN  70.00   (2) to BRKR  GATES     70.00 
 1  34548 34546  "1 "    0     # line from  KETTLEMN  70.00  BRKR to (1)   AVENAL    70.00 
 4  34548     0  "1 "    0     # LOAD-DROP    KETTLEMN  70.00  LOAD==6.32(1.29) 
 0 
  #
  #
  # (258)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (259)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "2 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
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  #
  #
  # (260)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.45(2.99) 
 0 
  #
  #
  # (261)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 0 
  #
  #
  # (262)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34564  "1 "    0     # line from  STRD JCT  70.00   (3) to BRKR  STROUD    70.00 
 1  34556 34474  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  HELM      70.00 
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (263)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron #2 in this outage
 0 
  #
  #
  # (264)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34562 34566  "1 "    0     # line from  SCHLNDLR  70.00  BRKR to (2)   PLSNTVLY  70.00 
 1  34566 34570  "1 "    0     # line from  PLSNTVLY  70.00   (2) to BRKR  COLNGA 2  70.00 
 4  34566     0  "1 "    0     # LOAD-DROP    PLSNTVLY  70.00  LOAD==10.00(2.51) 
 0 
  #
  #
  # (265)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34570 34572  "1 "    0     # line from  COLNGA 2  70.00  BRKR to (3)   TORNADO   70.00 
 1  34572 34574  "1 "    0     # line from  TORNADO   70.00   (3) to BRKR  COLNGA 1  70.00 
 2  34572 34654  "1 "    0     # TRAN from  TORNADO   70.00   (3) to (1)   COLNGAGN   9.11 
 4  34572     0  "1 "    0     # LOAD-DROP    TORNADO   70.00  LOAD==1.74(1.44) 
 3  34654     0  "1 "    0     # GEN-DROP    COLNGAGN   9.11  GEN==34.00(5.40) 
 2  34570 34652  "1 "    0      # Must include Colinga2 - Chv.coal in this outage - modeled on bus,
 3  34652     0  "**"    0      # Drops units on Derrick Sub
 4  34652     0  "**"    0      # Drops load at Derrick Sub
 0 
  #
  #
  # (266)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  36354 34574  "1 "    0     # line from  SAN MIGL  70.00  BRKR to BRKR  COLNGA 1  70.00 
 0 
  #
  #
  # (267)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30882)  34412  34630 : 
 2  30835 34412  "1 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (268)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30883)  34412  34632 : 
 2  30835 34412  "2 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (269)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30876)  34370  34618 : 
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 2  30875 34370  "1 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (270)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30877)  34370  34620 : 
 2  30875 34370  "2 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (271)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30878)  34370  34621 : 
 2  30875 34370  "3 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (272)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30881 34430  "3 "    0     # TRAN from  HENRIETA 230.00  BRKR to BRKR  HENRETTA 115.00 
 0 
  #
  #
  # (273)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30900  (34607)  30055  34606 : 
 2  30900 30055  "11"    0     # TRAN from  GATES    230.00  BRKR to (1)   GATES    500.00 
 0 
  #
  #
  # (274)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30900 30901  "1 "    0     # TRAN from  GATES    230.00  BRKR to (3)   GATES 1M 230.00 
 2  30901 34378  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to BRKR  GATES    115.00 
 2  30901 34622  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to (1)   GATES 1T  13.20 
 4 34378      0  "3 "    0      # Drop Gates Bank #3
 0 
  #
  #
  # (275)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34356 34344  "1 "    0     # TRAN from  KERCKHF1 115.00  BRKR to (1)   KERCKHOF   6.60 
 4  34344     0  "4 "    0     # LOAD-DROP    KERCKHOF   6.60  LOAD==3.24(0.66) 
 3  34344     0  "2 "    0     # GEN-DROP    KERCKHOF   6.60  GEN==6.80(-4.00) 
 0 
  #
  #
  # (276)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34366 34590  "1 "    0     # TRAN from  SANGER   115.00  BRKR to (2)   SANGR3T  115.00 
 2  34590 34488  "1 "    0     # TRAN from  SANGR3T  115.00   (2) to BRKR  SANGER    70.00 
 4  34590     0  "3 "    0     # LOAD-DROP    SANGR3T  115.00  LOAD==20.55(4.17) 
 0 
  #
  #
  # (277)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34418 34576  "2 "    0     # TRAN from  KINGSBRG 115.00  BRKR to BRKR  KNGLOBUS  70.00 
 0 
  #
  #
  # (278)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34474 30873  "1 "    0     # TRAN from  HELM      70.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (279)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34480 30830  "2 "    0     # TRAN from  KEARNEY   70.00  BRKR to BRKR  KEARNEY  230.00 
 0 
  #
  #
  # (280)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "1 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
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  #
  #
  # (281)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "2 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (282)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34528 34420  "2 "    0     # TRAN from  CORCORAN  70.00  BRKR to BRKR  CORCORAN 115.00 
 1  34420 34391  "1 "    0      # Must include Corcoran - Quebec   (Corcoran CB 142) in this outage
 1  34420 34418  "2 "    0      # Must include Corcoran - Kingburg (Corcoran CB 162) in this outage
 1  34528 34460  "1 "    0      # Must include Corcorna - Guernsey (Corcoran CB  42) in this outage
 0 
  #
  #
  # (283)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "2 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (284)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "4 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (285)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34552 34378  "2 "    0     # TRAN from  GATES     70.00  BRKR to BRKR  GATES    115.00 
 0 
  #
  #
  # (286)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34562 34354  "1 "    0     # TRAN from  SCHLNDLR  70.00  BRKR to (3)   SCHINDLR 115.00 
 1  34354 34149  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   CHENYT   115.00 
 1  34354 34432  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   WESTLNDS 115.00 
 4  34354     0  "1 "    0     # LOAD-DROP    SCHINDLR 115.00  LOAD==11.22(2.28) 
 0 
  #
  #
  # (287)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34652 34570  "1 "    0     # TRAN from  CHV.COAL   9.11   (1) to BRKR  COLNGA 2  70.00 
 4  34652     0  "S1"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==5.12(2.48) 
 4  34652     0  "SG"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==0.94(0.46) 
 3  34652     0  "1 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==2.50(8.30) 
 3  34652     0  "2 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==8.00(4.00) 
 0 
  #
  #
  # (288)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34658 34452  "1 "    0     # TRAN from  WISHON     2.30   (1) to BRKR  WISHON    70.00 
 3  34658     0  "3 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 3  34658     0  "4 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 0 
  #
  #
  # (289)  B1 GENERATOR OUTAGE 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (290)  B1 GENERATOR OUTAGE 
  #
 3  34344     0  "2"     0     # KERCKHOF   6.60       PGEN=6.80  QGEN=-4.00 
 0 
  #
  #
  # (291)  B1 GENERATOR OUTAGE 
  #
 3  34431     0  "1"     0     # GWF_HEP1  13.80       PGEN=50.00  QGEN=21.57 
 0 
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  #
  #
  # (292)  B1 GENERATOR OUTAGE 
  #
 3  34433     0  "1"     0     # GWF_HEP2  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (293)  B1 GENERATOR OUTAGE 
  #
 3  34485     0  "1"     0     # FRESNOWW  12.47       PGEN=9.00  QGEN=0.00 
 0 
  #
  #
  # (294)  B1 GENERATOR OUTAGE 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (295)  B1 GENERATOR OUTAGE 
  #
 3  34541     0  "1"     0     # GWF_GT2   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (296)  B1 GENERATOR OUTAGE 
  #
 3  34553     0  "1"     0     # WHD_GAT2  13.80       PGEN=49.00  QGEN=-25.30 
 0 
  #
  #
  # (297)  B1 GENERATOR OUTAGE 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (298)  B1 GENERATOR OUTAGE 
  #
 3  34602     0  "1"     0     # HELMS 2   18.00       PGEN=404.00  QGEN=66.06 
 0 
  #
  #
  # (299)  B1 GENERATOR OUTAGE 
  #
 3  34604     0  "1"     0     # HELMS 3   18.00       PGEN=404.00  QGEN=66.12 
 0 
  #
  #
  # (300)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "2"     0     # AGRICO    13.80       PGEN=7.00  QGEN=1.64 
 0 
  #
  #
  # (301)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "3"     0     # AGRICO    13.80       PGEN=18.10  QGEN=4.24 
 0 
  #
  #
  # (302)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "4"     0     # AGRICO    13.80       PGEN=26.00  QGEN=6.09 
 0 
  #
  #
  # (303)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "1"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (304)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "2"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
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  #
  #
  # (305)  B1 GENERATOR OUTAGE 
  #
 3  34612     0  "1"     0     # BLCH 2-2  13.80       PGEN=50.00  QGEN=9.61 
 0 
  #
  #
  # (306)  B1 GENERATOR OUTAGE 
  #
 3  34614     0  "1"     0     # BLCH 2-3  13.80       PGEN=50.00  QGEN=13.00 
 0 
  #
  #
  # (307)  B1 GENERATOR OUTAGE 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (308)  B1 GENERATOR OUTAGE 
  #
 3  34618     0  "1"     0     # MCCALL1T  13.20       PGEN=0.00  QGEN=36.40 
 0 
  #
  #
  # (309)  B1 GENERATOR OUTAGE 
  #
 3  34621     0  "1"     0     # MCCALL3T  13.20       PGEN=0.00  QGEN=4.85 
 0 
  #
  #
  # (310)  B1 GENERATOR OUTAGE 
  #
 3  34624     0  "1"     0     # BALCH 1   13.20       PGEN=27.00  QGEN=10.00 
 0 
  #
  #
  # (311)  B1 GENERATOR OUTAGE 
  #
 3  34630     0  "1"     0     # HERNDN1T  13.20       PGEN=0.00  QGEN=20.26 
 0 
  #
  #
  # (312)  B1 GENERATOR OUTAGE 
  #
 3  34632     0  "1"     0     # HERNDN2T  13.20       PGEN=0.00  QGEN=32.58 
 0 
  #
  #
  # (313)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (314)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "3"     0     # FRIANTDM   6.60       PGEN=7.80  QGEN=3.26 
 0 
  #
  #
  # (315)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "4"     0     # FRIANTDM   6.60       PGEN=2.30  QGEN=0.96 
 0 
  #
  #
  # (316)  B1 GENERATOR OUTAGE 
  #
 3  34640     0  "1"     0     # ULTR.PWR   9.11       PGEN=14.50  QGEN=13.00 
 0 
  #
  #
  # (317)  B1 GENERATOR OUTAGE 
  #
 3  34642     0  "1"     0     # KINGSBUR   9.11       PGEN=34.00  QGEN=17.30 
 0 
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  #
  #
  # (318)  B1 GENERATOR OUTAGE 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (319)  B1 GENERATOR OUTAGE 
  #
 3  34648     0  "1"     0     # DINUBA E  13.80       PGEN=12.00  QGEN=7.00 
 0 
  #
  #
  # (320)  B1 GENERATOR OUTAGE 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (321)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=2.50  QGEN=8.30 
 0 
  #
  #
  # (322)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "2"     0     # CHV.COAL   9.11       PGEN=8.00  QGEN=4.00 
 0 
  #
  #
  # (323)  B1 GENERATOR OUTAGE 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.00  QGEN=-3.48 
 0 
  #
  #
  # (324)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "3"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (325)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "4"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (326)  B1 GENERATOR OUTAGE 
  #
 3  34671     0  "1"     0     # KRCDPCT1  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (327)  B1 GENERATOR OUTAGE 
  #
 3  34672     0  "1"     0     # KRCDPCT2  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (328)  B1 GENERATOR OUTAGE 
  #
 3  38720     0  "1"     0     # PINE FLT  13.80       PGEN=57.00  QGEN=23.30 
 0 
  #
  #
  # (329)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34685     0  "1"     0     # Q128CT1  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (330)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34686     0  "1"     0     # Q128CT2  16.50       PGEN=192.00  QGEN=35.45 
 0 
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  #
  #
  # (331)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34687     0  "1"     0     # Q128STG  16.50       PGEN=193.00  QGEN=35.57 
 0 
  #
  #
  # (332)  L-1/G-1 OVERLAPPING OUTAGE 
  # Smyrna - Semitropic - Midway 115 kV Line and Exchequer 
 1  34700 34708  "1 "    0     # line from  SMYRNA   115.00  BRKR to (2)   MCKIBBEN 115.00 
 1  34708 34742  "1 "    0     # line from  MCKIBBEN 115.00   (2) to (2)   SEMITRPJ 115.00 
 1  34742 34746  "1 "    0     # line from  SEMITRPJ 115.00   (2) to (2)   GANSO    115.00 
 1  34746 34774  "1 "    0     # line from  GANSO    115.00   (2) to BRKR  MIDWAY   115.00 
 4  34746     0  "1 "    0     # LOAD-DROP    GANSO    115.00  LOAD==5.34(1.22) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=89.95  QGEN=18.49 
 0 
  #
  #
  # (333)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Chevron Coalinga Unit 1 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (334)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Chevron Coalinga Unit 1 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (335)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Coalinga Cogen 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (336)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Coalinga Cogen 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (337)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Coppermine 70 kV Line and Friant PP Unit 2 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34262 34256  "1 "    0     # line from  CASSIDY   70.00   (2) to BRKR  BORDEN    70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (338)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Hanford 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
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 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (339)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Henrietta Unit 1 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  # 
  # (340)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Sanger Cogen 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (341)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Kings River Power House 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (342)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Exchequer 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (343)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Exchequer
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (344)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Exchequer
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (345)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Exchequer
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (346)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Exchequer
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
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 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (347)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Exchequer
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (348)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Exchequer
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (349)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Exchequer 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (350)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Exchequer
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (351)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Exchequer
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (352)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Exchequer
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
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 0 
  #
  #
  # (353)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Exchequer
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (354)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Exchequer
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (355)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Exchequer
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (356)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Exchequer
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (357)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Exchequer
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (358)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Kerckhoff 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (359)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Kerckhoff
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (360)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Kerckhoff
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (361)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Kerckhoff
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
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  #
  # (362)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Kerckhoff
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (363)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Kerckhoff
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (364)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Kerckhoff
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (365)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Kerckhoff 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (366)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Kerckhoff
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (367)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Kerckhoff
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (368)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Kerckhoff
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
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 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (369)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Kerckhoff
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (370)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Kerckhoff
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (371)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Kerckhoff
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (372)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Kerckhoff
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (373)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Kerckhoff
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (374)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Helms Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (375)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Helms Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (376)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Helms Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (377)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Helms Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
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  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (378)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Helms Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (379)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Helms Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (380)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Helms Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (381)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Helms Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (382)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Helms Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (383)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Helms Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (384)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Helms Unit 1
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 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (385)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Helms Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (386)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Helms Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (387)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Helms Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (388)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Helms Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (389)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Helms Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (390)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Melones Unit 1 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (391)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Melones Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (392)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Melones Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
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  # (393)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Melones Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (394)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Melones Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (395)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Melones Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (396)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Melones Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (397)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Melones Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (398)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Melones Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (399)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Melones Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (400)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Melones Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
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  #
  # (401)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Melones Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (402)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Melones Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (403)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Melones Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (404)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Melones Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (405)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Melones Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (406)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Melones Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (407)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Melones Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (408)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Melones Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
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 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (409)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Melones Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 sprpk category b contingency list 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sprpk category b contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (2)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (3)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (4)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (5)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (6)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (7)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (8)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (10)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30793  "1 "    0     # line from  PANOCHE  230.00  BRKR to (3)   PANO_EC  230.00 
 2  30793 34326  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS1  13.80 
 2  30793 34327  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS2  13.80 
 4  34326     0  "ss"    0     # LOAD-DROP    PANO_BS1  13.80  LOAD==4.50(2.49) 
 4  34327     0  "ss"    0     # LOAD-DROP    PANO_BS2  13.80  LOAD==4.50(2.49) 
 3  34326     0  "1 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34326     0  "2 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34327     0  "3 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 3  34327     0  "4 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 0 
  #
  #
  # (11)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (12)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (13)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (14)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (15)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
 0 
  #
  #
  # (16)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (17)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
 0 
  #
  #
  # (18)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34017 34010  "1 "    0     # line from  CRWS LDG  60.00   (1) to (3)   CRWS LDJ  60.00 
 1  34010 34006  "1 "    0     # line from  CRWS LDJ  60.00   (3) to BRKR  PATTERSN  60.00 
 1  34010 34012  "1 "    0     # line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00 
 1  34012 34014  "1 "    0     # line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00 
 4  34017     0  "1 "    0     # LOAD-DROP    CRWS LDG  60.00  LOAD==3.73(0.17) 
 1  34016 34017  "1 "    1      # Switches in Crows Landing SW 57 to transfer load
 4  34017     0  "**"    1      # Restore Load at Crows Landing
 0 
  #
  #
  # (19)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
 0 
  #
  #
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  # (20)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (21)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
 0 
  #
  #
  # (22)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (23)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
 0 
  #
  #
  # (24)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
 0 
  #
  #
  # (25)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34134  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  WILSON A 115.00 
 0 
  #
  #
  # (26)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
 0 
  #
  #
  # (27)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
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  #
  #
  # (28)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
 0 
  #
  #
  # (29)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34136  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  WILSON B 115.00 
 0 
  #
  #
  # (30)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (31)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (32)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34144  "2 "    0     # line from  WILSON B 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (33)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (34)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
 0 
  #
  #
  # (35)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
 0 
  #
  #
  # (36)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34189  "1 "    0     # line from  PANOCHE  115.00  BRKR to (3)   STARWOOD 115.00 
 2  34189 34328  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT1   13.80 
 2  34189 34329  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT2   13.80 
 4  34328     0  "ss"    0     # LOAD-DROP    STARGT1   13.80  LOAD==1.00(0.55) 
 4  34329     0  "ss"    0     # LOAD-DROP    STARGT2   13.80  LOAD==1.00(0.55) 
 3  34328     0  "1 "    0     # GEN-DROP    STARGT1   13.80  GEN==60.94(9.59) 
 3  34329     0  "2 "    0     # GEN-DROP    STARGT2   13.80  GEN==60.94(9.59) 
 0 
  #
  #
  # (37)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
 0 
  #
  #
  # (38)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34159 34158  "1 "    0     # line from  PANOCHEJ 115.00   (3) to BRKR  PANOCHE  115.00 
 1  34159 34160  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (2)   HAMMONDS 115.00 
 1  34159 34180  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (3)   OXFRDJCT 115.00 
 1  34160 34161  "1 "    0     # line from  HAMMONDS 115.00   (2) to (3)   DFSTP    115.00 
 1  34161 34162  "1 "    0     # line from  DFSTP    115.00   (3) to BRKR  ORO LOMA 115.00 
 1  34161 34164  "1 "    0     # line from  DFSTP    115.00   (3) to (1)   DFS      115.00 
 1  34180 34166  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (1)   OXFORD   115.00 
 1  34180 34181  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (3)   WSTLDJCT 115.00 
 1  34181 34182  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (1)   WSTLD1RA 115.00 
 1  34181 34183  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (3)   LUISJCT  115.00 
 1  34183 34163  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#3  115.00 
 1  34183 34165  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#5  115.00 
 4  34160     0  "1 "    0     # LOAD-DROP    HAMMONDS 115.00  LOAD==10.00(2.03) 
 4  34164     0  "1 "    0     # LOAD-DROP    DFS      115.00  LOAD==1.37(1.06) 
 4  34166     0  "1 "    0     # LOAD-DROP    OXFORD   115.00  LOAD==3.87(1.76) 
 4  34182     0  "1 "    0     # LOAD-DROP    WSTLD1RA 115.00  LOAD==2.98(0.71) 
 4  34163     0  "1 "    0     # LOAD-DROP    LUIS_#3  115.00  LOAD==3.30(0.78) 
 4  34165     0  "1 "    0     # LOAD-DROP    LUIS_#5  115.00  LOAD==3.40(0.81) 
 0 
  #
  #
  # (39)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34172 34271  "1 "    0     # line from  WESTLAND  70.00   (2) to (3)   WSTLDJCT  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34271 34469  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   GFFNJCT   70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (40)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34218  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   DOS PALS  70.00 
 1  34218 34216  "1 "    0     # line from  DOS PALS  70.00   (2) to BRKR  SNTA RTA  70.00 
 4  34218     0  "1 "    0     # LOAD-DROP    DOS PALS  70.00  LOAD==10.29(2.09) 
 0 
  #
  #
  # (41)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
 0 
  #
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  #
  # (42)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34234  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   POSO J1   70.00 
 1  34234 34266  "1 "    0     # line from  POSO J1   70.00   (2) to (2)   FIREBAGH  70.00 
 1  34266 34267  "1 "    0     # line from  FIREBAGH  70.00   (2) to (2)   TOMATAK   70.00 
 1  34267 34268  "1 "    0     # line from  TOMATAK   70.00   (2) to BRKR  MENDOTA   70.00 
 4  34266     0  "1 "    0     # LOAD-DROP    FIREBAGH  70.00  LOAD==11.13(2.26) 
 4  34267     0  "1 "    0     # LOAD-DROP    TOMATAK   70.00  LOAD==6.40(4.97) 
 0 
  #
  #
  # (43)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34203  "1 "    0     # line from  MERCED    70.00  BRKR to (3)   ELNIDOTP  70.00 
 1  34203 34205  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (2)   ELNIDO    70.00 
 1  34203 34236  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (1)   POSO J2   70.00 
 2  34205 34330  "1 "    0     # TRAN from  ELNIDO    70.00   (2) to (1)   ELNIDO    13.80 
 4  34330     0  "ss"    0     # LOAD-DROP    ELNIDO    13.80  LOAD==2.00(1.11) 
 3  34330     0  "1 "    0     # GEN-DROP    ELNIDO    13.80  GEN==12.50(5.69) 
 0 
  #
  #
  # (44)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34230  "1 "    0     # line from  MERCED    70.00  BRKR to BRKR  MRCDFLLS  70.00 
 0 
  #
  #
  # (45)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34204 34212  "1 "    0     # line from  LIVNGSTN  70.00   (1) to (3)   LVNGSTNT  70.00 
 1  34212 34206  "1 "    0     # line from  LVNGSTNT  70.00   (3) to BRKR  CANAL     70.00 
 1  34212 34210  "1 "    0     # line from  LVNGSTNT  70.00   (3) to (2)   SNTA NLA  70.00 
 1  34210 34208  "1 "    0     # line from  SNTA NLA  70.00   (2) to (2)   CHEVPIPE  70.00 
 1  34208 34214  "1 "    0     # line from  CHEVPIPE  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34204     0  "2 "    0     # LOAD-DROP    LIVNGSTN  70.00  LOAD==5.51(1.12) 
 4  34210     0  "1 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==6.75(1.37) 
 4  34210     0  "2 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==9.50(1.93) 
 4  34208     0  "1 "    0     # LOAD-DROP    CHEVPIPE  70.00  LOAD==0.63(0.42) 
 0 
  #
  #
  # (46)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34206 34216  "1 "    0     # line from  CANAL     70.00  BRKR to BRKR  SNTA RTA  70.00 
 0 
  #
  #
  # (47)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34278  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   PCHCO PP  70.00 
 1  34278 34280  "1 "    0     # line from  PCHCO PP  70.00   (2) to (2)   INTL TUR  70.00 
 2  34280 34342  "1 "    0     # TRAN from  INTL TUR  70.00   (2) to (1)   INT.TURB   9.11 
 4  34278     0  "1 "    0     # LOAD-DROP    PCHCO PP  70.00  LOAD==18.00(4.10) 
 3  34342     0  "1 "    0     # GEN-DROP    INT.TURB   9.11  GEN==1.10(0.00) 
 0 
  #
  #
  # (48)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34282  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   ONLL PMP  69.00 
 2  34282 34316  "1 "    0     # TRAN from  ONLL PMP  69.00   (2) to (1)   ONEILPMP   9.11 
 4  34282     0  "1 "    0     # LOAD-DROP    ONLL PMP  69.00  LOAD==6.00(1.20) 
 3  34316     0  "1 "    0     # GEN-DROP    ONEILPMP   9.11  GEN==0.50(0.00) 
 0 
  #
  #
  # (49)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34228 34232  "1 "    0     # line from  MARIPOS2  70.00   (1) to BRKR  EXCHEQUR  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
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  # (50)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (2)   BER VLLY  70.00 
 1  34242 34244  "1 "    0     # line from  BER VLLY  70.00   (2) to (2)   BRCEBG J  70.00 
 1  34244 34246  "1 "    0     # line from  BRCEBG J  70.00   (2) to (3)   SAXONCRK  70.00 
 1  34246 34248  "1 "    0     # line from  SAXONCRK  70.00   (3) to (2)   INDN FLT  70.00 
 2  34246 34346  "1 "    0     # TRAN from  SAXONCRK  70.00   (3) to (1)   SAXNCK L   4.16 
 1  34248 34250  "1 "    0     # line from  INDN FLT  70.00   (2) to (1)   YOSEMITE  70.00 
 4  34242     0  "1 "    0     # LOAD-DROP    BER VLLY  70.00  LOAD==5.91(1.20) 
 4  34246     0  "1 "    0     # LOAD-DROP    SAXONCRK  70.00  LOAD==0.03(0.02) 
 4  34248     0  "1 "    0     # LOAD-DROP    INDN FLT  70.00  LOAD==2.02(0.41) 
 4  34250     0  "1 "    0     # LOAD-DROP    YOSEMITE  70.00  LOAD==2.90(0.00) 
 0 
  #
  #
  # (51)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
 0 
  #
  #
  # (52)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "1 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (53)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "2 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (54)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34240  "1 "    0     # line from  BORDEN    70.00  BRKR to BRKR  GLASS     70.00 
 0 
  #
  #
  # (55)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34262  "1 "    0     # line from  BORDEN    70.00  BRKR to (2)   CASSIDY   70.00 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
 0 
  #
  #
  # (56)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 1  34259 34260  "1 "    0     # line from  NRTHFORK  70.00   (3) to (3)   SJNO2     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 1  34260 34452  "1 "    0     # line from  SJNO2     70.00   (3) to BRKR  WISHON    70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 0 
  #
  #
  # (57)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
 0 
  #
  #
  # (58)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Melones - Wilson line
 0 
  #
  #
  # (59)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (60)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30765  (30069)  30050  34302 : 
 2  30765 30050  "1 "    0     # TRAN from  LOSBANOS 230.00  BRKR to (1)   LOSBANOS 500.00 
 0 
  #
  #
  # (61)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30790  (30791)  34158  34310 : 
 2  30790 34158  "1 "    0     # TRAN from  PANOCHE  230.00  BRKR to (1)   PANOCHE  115.00 
 0 
  #
  #
  # (62)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30790 34158  "2 "    0     # TRAN from  PANOCHE  230.00  BRKR to BRKR  PANOCHE  115.00 
 0 
  #
  #
  # (63)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34112  (34176)  34232  34306 : 
 2  34112 34232  "1 "    0     # TRAN from  EXCHEQUR 115.00  BRKR to (4)   EXCHEQUR  70.00 
 1  34232 34228  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MARIPOS2  70.00 
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   BER VLLY  70.00 
 1  34232 34321  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MCSWAINJ  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
  # (64)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34134 30800  "1 "    0     # TRAN from  WILSON A 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (65)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34136 30800  "2 "    0     # TRAN from  WILSON B 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (66)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34144  (34146)  34202  34312 : 
 2  34144 34202  "2 "    0     # TRAN from  MERCED   115.00  BRKR to (1)   MERCED    70.00 
 0 
  #
  #
  # (67)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34200 34162  "2 "    0     # TRAN from  ORO LOMA  70.00  BRKR to (3)   ORO LOMA 115.00 
 1  34162 34161  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   DFSTP    115.00 
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 1  34162 34168  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   EL NIDO  115.00 
 0 
  #
  #
  # (68)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "3 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (69)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "4 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (70)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "1 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (71)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "2 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (72)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34268 34156  "1 "    0     # TRAN from  MENDOTA   70.00  BRKR to (3)   MENDOTA  115.00 
 1  34156 34178  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   MADERAPR 115.00 
 1  34156 34157  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   PANOCHET 115.00 
 4  34156     0  "1 "    0     # LOAD-DROP    MENDOTA  115.00  LOAD==24.55(4.99) 
 0 
  #
  #
  # (73)  B1 GENERATOR OUTAGE 
  #
 3  34142     0  "1"     0     # WHD_PAN2  13.80       PGEN=49.00  QGEN=-22.43 
 0 
  #
  #
  # (74)  B1 GENERATOR OUTAGE 
  #
 3  34179     0  "1"     0     # MADERA_G  13.80       PGEN=28.60  QGEN=3.67 
 0 
  #
  #
  # (75)  B1 GENERATOR OUTAGE 
  #
 3  34186     0  "1"     0     # DG_PAN1   13.80       PGEN=49.00  QGEN=-17.22 
 0 
  #
  #
  # (76)  B1 GENERATOR OUTAGE 
  #
 3  34301     0  "1"     0     # CHOWCOGN  13.80       PGEN=50.00  QGEN=0.72 
 0 
  #
  #
  # (77)  B1 GENERATOR OUTAGE 
  #
 3  34305     0  "1"     0     # CHWCHLA2  13.80       PGEN=12.50  QGEN=7.35 
 0 
  #
  #
  # (78)  B1 GENERATOR OUTAGE 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (79)  B1 GENERATOR OUTAGE 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
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  #
  # (80)  B1 GENERATOR OUTAGE 
  #
 3  34320     0  "1"     0     # MCSWAIN    9.11       PGEN=10.00  QGEN=0.00 
 0 
  #
  #
  # (81)  B1 GENERATOR OUTAGE 
  #
 3  34322     0  "1"     0     # MERCEDFL   9.11       PGEN=3.50  QGEN=2.00 
 0 
  #
  #
  # (82)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "1"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (83)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "2"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (84)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "3"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (85)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "4"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (86)  B1 GENERATOR OUTAGE 
  #
 3  34328     0  "1"     0     # STARGT1   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (87)  B1 GENERATOR OUTAGE 
  #
 3  34329     0  "2"     0     # STARGT2   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (88)  B1 GENERATOR OUTAGE 
  #
 3  34330     0  "1"     0     # ELNIDO    13.80       PGEN=12.50  QGEN=4.15 
 0 
  #
  #
  # (89)  B1 GENERATOR OUTAGE 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=3.80  QGEN=5.40 
 0 
  #
  #
  # (90)  B1 GENERATOR OUTAGE 
  #
 3  34334     0  "1"     0     # BIO PWR    9.11       PGEN=21.80  QGEN=8.92 
 0 
  #
  #
  # (91)  B1 GENERATOR OUTAGE 
  #
 3  34342     0  "1"     0     # INT.TURB   9.11       PGEN=1.10  QGEN=0.00 
 0 
  #
  #
  # (92)  B1 GENERATOR OUTAGE 
  #
 3  34631     0  "1"     0     # SJ2GEN     9.11       PGEN=2.00  QGEN=0.00 
 0 
  #
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  #
  # (93)  B1 GENERATOR OUTAGE 
  #
 3  34633     0  "1"     0     # SJ3GEN     9.11       PGEN=1.00  QGEN=0.00 
 0 
  #
  #
  # (94)  B CAPACITOR OUTAGE
  #
 6  30765     0  "v"     0     # LOSBANOS  230.0  SVD 
 0 
  #
  #
  # (95)  B CAPACITOR OUTAGE
  #
 6  30796     0  "v"     0     # STOREY 1  230.0  SVD 
 0 
  #
  #
  # (96)  B CAPACITOR OUTAGE
  #
 6  34134     0  "v"     0     # WILSON A  115.0  SVD 
 0 
  #
  #
  # (97)  B CAPACITOR OUTAGE
  #
 6  34252     0  "v"     0     # MADERA     70.0  SVD 
 0 
  #
  #
  # (98)  B CAPACITOR OUTAGE
  #
 6  34302     0  "v"     0     # L.BANS T   13.8  SVD 
 0 
  #
  #
  # (99)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Exchequer 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (100)  L-1/G-1 OVERLAPPING OUTAGE 
  # Chowchilla - Kerckhoff #2 115 kV Line and Exchequer 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (101)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Atwater - El Capitan 115 kV Line and Exchequer 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (102)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - Merced 115 kV Line and Exchequer 
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (103)  L-1/G-1 OVERLAPPING OUTAGE 
  # Cressy Tap 115 kV Line and Exchequer 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (104)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Dairyland 115 kV Line and Exchequer 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (105)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Oro Loma 115 kV Line and Exchequer 
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (106)  L-1/G-1 OVERLAPPING OUTAGE 
  # El Capitan - Wilson 115 kV Line and Exchequer 
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (107)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dairyland - Mendota 115 kV Line and Exchequer 
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
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  #
  #
  # (108)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Mendota 115 kV Line and Exchequer 
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (109)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Exchequer 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (110)  L-1/G-1 OVERLAPPING OUTAGE 
  # Merced Falls - Exchequer 70 kV Line and Exchequer 
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (111)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Exchequer 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (112)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and JR Wood Cogen 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (113)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Atwater #2 115 kV Line and JR Wood Cogen 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (114)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Kerckhoff 
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 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (115)  L-1/G-1 OVERLAPPING OUTAGE 
  # Exchequer - Le Grand 115 kV Line and Kerckhoff 
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (116)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # Le Grand - Dairyland 115 kV Line and Kerckhoff 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (117)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Kerckhoff 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (118)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Oneil Pump 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
  #
  # (119)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Melones Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #



APPENDIX B – ISO CATEGORY B SPRING PEAK AUTOCON INPUT FILE 

APPENDIX B - 63 

  #
  # (120)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Melones Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (121)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Melones Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (122)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Melones Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (123)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Melones Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (124)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Helms Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (125)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Helms Unit 1 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (126)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Helms Unit 1 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (127)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Helms Unit 1 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (128)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Helms Unit 1 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
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  #
  # (129)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Helms Unit 1 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (130)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Helms Unit 1 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (131)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Helms Unit 1 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (132)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Helms Unit 1 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (133)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Helms Unit 1
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (134)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Helms Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (135)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Helms Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (136)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Helms Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (137)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Helms Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (138)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Wilson - Gregg 230 kV Line and Helms Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (139)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Helms Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (140)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Helms Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (141)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Helms Unit 1 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (142)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Exchequer 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (143)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Exchequer 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (144)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Exchequer 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (145)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Exchequer 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (146)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Exchequer 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (147)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Exchequer 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
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  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (148)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Exchequer 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (149)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Exchequer 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (150)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Exchequer 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (151)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Exchequer
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (152)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Exchequer 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (153)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Exchequer 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (154)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Exchequer 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (155)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Exchequer 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (156)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Exchequer 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
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 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (157)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Exchequer 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (158)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Exchequer 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (159)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Exchequer 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (160)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Kerckhoff 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (161)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Kerckhoff 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (162)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Kerckhoff 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (163)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Kerckhoff 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (164)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Kerckhoff 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (165)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Kerckhoff 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
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  #
  # (166)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Kerckhoff 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (167)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Kerckhoff 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (168)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Kerckhoff 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (169)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Kerckhoff
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (170)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Kerckhoff 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (171)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Kerckhoff 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (172)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Kerckhoff 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (173)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Kerckhoff 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (174)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Kerckhoff 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
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  #
  #
  # (175)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Kerckhoff 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (176)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Kerckhoff 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (177)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Kerckhoff 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # 2011 sprpk category b contingency list 
  # Fresno Zone 314 
  #
  #
  # (178)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (179)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
 0 
  #
  #
  # (180)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (181)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
 0 
  #
  #
  # (182)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (183)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
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  # (184)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (185)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 0 
  #
  #
  # (186)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (187)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
 0 
  #
  #
  # (188)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (189)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "1 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (190)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "2 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (191)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (192)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
 0 
  #
  #
  # (193)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
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 0 
  #
  #
  # (194)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
 0 
  #
  #
  # (195)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
 0 
  #
  #
  # (196)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 1  34123 34128  "1 "    0     # line from  K1-JCT   115.00   (2) to (3)   OAKH_JCT 115.00 
 1  34128 34121  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (3)   SHARON T 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34121 34105  "1 "    0     # line from  SHARON T 115.00   (3) to (2)   CERTANJ1 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (197)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 1  34149 34148  "1 "    0     # line from  CHENYT   115.00   (3) to (2)   CHENY    115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34148 34141  "1 "    0     # line from  CHENY    115.00   (2) to (2)   PAN2_TAP 115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (198)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
 0 
  #
  #
  # (199)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34356 34358  "1 "    0     # line from  KERCKHF1 115.00  BRKR to BRKR  KERCKHF2 115.00 
 0 
  #
  #
  # (200)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (201)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
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 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
 0 
  #
  #
  # (202)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
 0 
  #
  #
  # (203)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (204)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (205)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (206)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "3 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (207)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34372  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MALAGA   115.00 
 0 
  #
  #
  # (208)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
 0 
  #
  #
  # (209)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (210)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (211)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
 0 
  #
  #
  # (212)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (213)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34376  "1 "    0     # line from  MALAGA   115.00  BRKR to (1)   PPG      115.00 
 4  34376     0  "1 "    0     # LOAD-DROP    PPG      115.00  LOAD==6.25(3.87) 
 0 
  #
  #
  # (214)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34379  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   MALAGATP 115.00 
 1  34379 34373  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   SCWAXJCT 115.00 
 1  34379 34375  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   ULTPWRJ  115.00 
 1  34373 34371  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   SCWAX    115.00 
 1  34373 34374  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   RANCHRS  115.00 
 1  34375 34377  "1 "    0     # line from  ULTPWRJ  115.00   (3) to (2)   AIRPROD  115.00 
 2  34375 34640  "1 "    0     # TRAN from  ULTPWRJ  115.00   (3) to (1)   ULTR.PWR   9.11 
 1  34377 34370  "1 "    0     # line from  AIRPROD  115.00   (2) to BRKR  MC CALL  115.00 
 4  34371     0  "1 "    0     # LOAD-DROP    SCWAX    115.00  LOAD==2.70(1.53) 
 4  34374     0  "1 "    0     # LOAD-DROP    RANCHRS  115.00  LOAD==9.16(1.86) 
 4  34377     0  "1 "    0     # LOAD-DROP    AIRPROD  115.00  LOAD==5.10(2.02) 
 3  34640     0  "1 "    0     # GEN-DROP    ULTR.PWR   9.11  GEN==14.50(13.00) 
 0 
  #
  #
  # (215)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34381  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   KRCDP    115.00 
 2  34381 34671  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT1  13.80 
 2  34381 34672  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT2  13.80 
 4  34671     0  "ss"    0     # LOAD-DROP    KRCDPCT1  13.80  LOAD==1.05(0.65) 
 4  34672     0  "ss"    0     # LOAD-DROP    KRCDPCT2  13.80  LOAD==1.05(0.65) 
 3  34671     0  "1 "    0     # GEN-DROP    KRCDPCT1  13.80  GEN==50.00(7.14) 
 3  34672     0  "1 "    0     # GEN-DROP    KRCDPCT2  13.80  GEN==50.00(7.14) 
 0 
  #
  #
  # (216)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34380 34384  "1 "    0     # line from  REEDLEY  115.00  BRKR to (2)   GERAWAN  115.00 
 1  34384 34382  "1 "    0     # line from  GERAWAN  115.00   (2) to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (217)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (218)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34391 34392  "1 "    0     # line from  QUEBECTP 115.00   (2) to (1)   QUEBEC   115.00 
 1  34391 34426  "1 "    0     # line from  QUEBECTP 115.00   (2) to BRKR  ALPAUGH  115.00 
 4  34392     0  "1 "    0     # LOAD-DROP    QUEBEC   115.00  LOAD==11.20(7.82) 
 0 
  #
  #
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  # (219)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (220)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (221)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (222)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (223)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (224)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34412 34422  "1 "    0     # line from  HERNDON  115.00  BRKR to (2)   CHLDHOSP 115.00 
 1  34422 34414  "1 "    0     # line from  CHLDHOSP 115.00   (2) to BRKR  WOODWARD 115.00 
 4  34422     0  "1 "    0     # LOAD-DROP    CHLDHOSP 115.00  LOAD==3.50(1.60) 
 0 
  #
  #
  # (225)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (226)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (227)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
  #
  # (228)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34428  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (2)   CONTADNA 115.00 
 1  34428 34429  "1 "    0     # line from  CONTADNA 115.00   (2) to (4)   GWF_HEP  115.00 
 1  34429 34521  "1 "    0     # line from  GWF_HEP  115.00   (4) to (2)   LEPRNOFD 115.00 
 2  34429 34431  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP1  13.80 
 2  34429 34433  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP2  13.80 
 1  34521 34430  "1 "    0     # line from  LEPRNOFD 115.00   (2) to BRKR  HENRETTA 115.00 
 4  34428     0  "1 "    0     # LOAD-DROP    CONTADNA 115.00  LOAD==7.60(5.70) 
 4  34429     0  "ss"    0     # LOAD-DROP    GWF_HEP  115.00  LOAD==3.00(0.68) 
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 4  34521     0  "1 "    0     # LOAD-DROP    LEPRNOFD 115.00  LOAD==6.65(4.30) 
 3  34431     0  "1 "    0     # GEN-DROP    GWF_HEP1  13.80  GEN==50.00(21.27) 
 3  34433     0  "1 "    0     # GEN-DROP    GWF_HEP2  13.80  GEN==50.00(21.27) 
 0 
  #
  #
  # (229)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34426 34700  "1 "    0     # line from  ALPAUGH  115.00  BRKR to BRKR  SMYRNA   115.00 
 0 
  #
  #
  # (230)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34260  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   SJNO2     70.00 
 1  34260 34259  "1 "    0     # line from  SJNO2     70.00   (3) to (3)   NRTHFORK  70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 0 
  #
  #
  # (231)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34491  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   AUBRYTP   70.00 
 1  34491 34464  "1 "    0     # line from  AUBRYTP   70.00   (3) to BRKR  COPPRMNE  70.00 
 1  34491 34493  "1 "    0     # line from  AUBRYTP   70.00   (3) to (1)   AUBERRY   70.00 
 4  34493     0  "1 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==6.07(1.23) 
 4  34493     0  "2 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==7.15(1.45) 
 0 
  #
  #
  # (232)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # spring outage 
 1  34456 34458  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HARDWICK  70.00 
 1  34456 34522  "1 "    0     # line from  HRDWK TP  70.00   (3) to (2)   HNFRD SW  70.00 
 1  34456 34576  "1 "    0     # line from  HRDWK TP  70.00   (3) to BRKR  KNGLOBUS  70.00 
 1  34522 34518  "1 "    0     # line from  HNFRD SW  70.00   (2) to BRKR  LEMOORE   70.00 
 4  34458     0  "1 "    0     # LOAD-DROP    HARDWICK  70.00  LOAD==12.86(2.61) 
 0 
  #
  #
  # (233)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34460 34462  "1 "    0     # line from  GUERNSEY  70.00  BRKR to (3)   GUR3TPT   70.00 
 1  34462 34542  "1 "    0     # line from  GUR3TPT   70.00   (3) to (2)   JCBSCRNR  70.00 
 1  34462 34554  "1 "    0     # line from  GUR3TPT   70.00   (3) to BRKR  AMSTG SW  70.00 
 1  34542 34540  "1 "    0     # line from  JCBSCRNR  70.00   (2) to BRKR  HENRITTA  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 4  34542     0  "1 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==12.05(2.45) 
 4  34542     0  "2 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==9.54(1.94) 
 0 
  #
  #
  # (234)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34478  "1 "    0     # line from  COPPRMNE  70.00  BRKR to BRKR  TVY VLLY  70.00 
 0 
  #
  #
  # (235)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34638  "1 "    0     # line from  COPPRMNE  70.00  BRKR to (2)   FRANTDM   70.00 
 2  34638 34636  "1 "    0     # TRAN from  FRANTDM   70.00   (2) to (1)   FRIANTDM   6.60 
 3  34636     0  "2 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==14.70(5.86) 
 3  34636     0  "3 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==7.80(3.11) 
 3  34636     0  "4 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==2.30(0.92) 
 0 
  #
  #
  # (236)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34466 34482  "1 "    0     # line from  BIOLA     70.00  BRKR to BRKR  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (237)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34468 34482  "1 "    0     # line from  BOWLES    70.00   (1) to BRKR  OLDKERN   70.00 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (238)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34469 34271  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   WSTLDJCT  70.00 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34271 34172  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (2)   WESTLAND  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (239)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34473 34472  "1 "    0     # line from  SNJQTP    70.00   (2) to BRKR  SAN JOQN  70.00 
 1  34473 34475  "1 "    0     # line from  SNJQTP    70.00   (2) to (3)   AGRCJCT   70.00 
 1  34475 34476  "1 "    0     # line from  AGRCJCT   70.00   (3) to (2)   AGRICO    70.00 
 1  34475 34484  "1 "    0     # line from  AGRCJCT   70.00   (3) to BRKR  KERMAN    70.00 
 2  34476 34608  "1 "    0     # TRAN from  AGRICO    70.00   (2) to (1)   AGRICO    13.80 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 3  34608     0  "2 "    0     # GEN-DROP    AGRICO    13.80  GEN==7.00(1.08) 
 3  34608     0  "3 "    0     # GEN-DROP    AGRICO    13.80  GEN==18.10(2.80) 
 3  34608     0  "4 "    0     # GEN-DROP    AGRICO    13.80  GEN==26.00(4.02) 
 0 
  #
  #
  # (240)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34474 34556  "1 "    0     # line from  HELM      70.00  BRKR to BRKR  STRD JCT  70.00 
 0 
  #
  #
  # (241)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34478 34492  "1 "    0     # line from  TVY VLLY  70.00  BRKR to BRKR  REEDLEY   70.00 
 0 
  #
  #
  # (242)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # spring outage 
 1  34480 34481  "1 "    0     # line from  KEARNEY   70.00  BRKR to (4)   FRWWTAP   70.00 
 1  34481 34483  "1 "    0     # line from  FRWWTAP   70.00   (4) to (3)   FRESNOWW  70.00 
 1  34481 34483  "2 "    0     # line from  FRWWTAP   70.00   (4) to (3)   FRESNOWW  70.00 
 1  34481 34484  "1 "    0     # line from  FRWWTAP   70.00   (4) to BRKR  KERMAN    70.00 
 2  34483 34485  "1 "    0     # TRAN from  FRESNOWW  70.00   (3) to (1)   FRESNOWW  12.47 
 4  34485     0  "1 "    0     # LOAD-DROP    FRESNOWW  12.47  LOAD==7.91(0.00) 
 3  34485     0  "1 "    0     # GEN-DROP    FRESNOWW  12.47  GEN==9.00(0.00) 
 0 
  #
  #
  # (243)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34482  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   OLDKERN   70.00 
 1  34482 34466  "1 "    0     # line from  OLDKERN   70.00  BRKR to BRKR  BIOLA     70.00 
 1  34482 34468  "1 "    0     # line from  OLDKERN   70.00  BRKR to (1)   BOWLES    70.00 
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 4  34482     0  "1 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==18.75(3.81) 
 4  34482     0  "3 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==7.57(1.54) 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (244)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34512  "1 "    0     # line from  KEARNEY   70.00  BRKR to BRKR  CARUTHRS  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (245)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34487 34489  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   SNGRCOGN  70.00 
 1  34487 34490  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   PARLIER   70.00 
 1  34487 34488  "1 "    0     # line from  SNGRJCT   70.00   (3) to BRKR  SANGER    70.00 
 2  34489 34646  "1 "    0     # TRAN from  SNGRCOGN  70.00   (2) to (1)   SANGERCO   9.11 
 1  34490 34492  "1 "    0     # line from  PARLIER   70.00   (2) to BRKR  REEDLEY   70.00 
 4  34490     0  "1 "    0     # LOAD-DROP    PARLIER   70.00  LOAD==20.24(4.11) 
 3  34646     0  "1 "    0     # GEN-DROP    SANGERCO   9.11  GEN==37.50(1.40) 
 0 
  #
  #
  # (246)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34488 34366  "1 "    0     # line from  SANGER    70.00  BRKR to BRKR  SANGER   115.00 
 0 
  #
  #
  # (247)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34497  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   DNUBAJCT  70.00 
 1  34497 34499  "1 "    0     # line from  DNUBAJCT  70.00   (3) to (2)   DNUBAEGY  70.00 
 1  34497 34500  "1 "    0     # line from  DNUBAJCT  70.00   (3) to BRKR  DINUBA    70.00 
 2  34499 34648  "1 "    0     # TRAN from  DNUBAEGY  70.00   (2) to (1)   DINUBA E  13.80 
 4  34648     0  "ss"    0     # LOAD-DROP    DINUBA E  13.80  LOAD==0.30(0.26) 
 3  34648     0  "1 "    0     # GEN-DROP    DINUBA E  13.80  GEN==12.00(7.00) 
 0 
  #
  #
  # (248)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34526  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   ORSI JCT  70.00 
 1  34526 34495  "1 "    0     # line from  ORSI JCT  70.00   (3) to (2)   SANDCRK   70.00 
 1  34526 34502  "1 "    0     # line from  ORSI JCT  70.00   (3) to BRKR  OROSI     70.00 
 1  34495 34494  "1 "    0     # line from  SANDCRK   70.00   (2) to (1)   DUNLAP    70.00 
 4  34495     0  "1 "    0     # LOAD-DROP    SANDCRK   70.00  LOAD==3.14(0.64) 
 4  34494     0  "1 "    0     # LOAD-DROP    DUNLAP    70.00  LOAD==4.46(0.91) 
 0 
  #
  #
  # (249)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34496 34498  "1 "    0     # line from  STCRRL J  70.00   (3) to (1)   STONCRRL  70.00 
 1  34496 34500  "1 "    0     # line from  STCRRL J  70.00   (3) to BRKR  DINUBA    70.00 
 1  34496 34502  "1 "    0     # line from  STCRRL J  70.00   (3) to (2)   OROSI     70.00 
 1  34502 34526  "1 "    0     # line from  OROSI     70.00  BRKR to (1)   ORSI JCT  70.00 
 4  34498     0  "2 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==3.37(0.68) 
 4  34498     0  "3 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==2.68(0.54) 
 4  34502     0  "1 "    0     # LOAD-DROP    OROSI     70.00  LOAD==8.38(1.70) 
 4  34502     0  "2 "    0     # LOAD-DROP    OROSI     70.00  LOAD==7.43(1.51) 
 0 
  #
  #
  # (250)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # spring outage 
 1  34508 34510  "1 "    0     # line from  CAMDEN    70.00   (2) to (2)   CMDN JCT  70.00 
 1  34508 34576  "1 "    0     # line from  CAMDEN    70.00   (2) to BRKR  KNGLOBUS  70.00 
 1  34510 34512  "1 "    0     # line from  CMDN JCT  70.00   (2) to BRKR  CARUTHRS  70.00 
 4  34508     0  "1 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==6.87(1.40) 
 4  34508     0  "2 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==10.90(2.22) 
 0 
  #
  #
  # (251)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34514 34540  "1 "    0     # line from  MUSLSLGH  70.00   (1) to BRKR  HENRITTA  70.00 
 4  34514     0  "1 "    0     # LOAD-DROP    MUSLSLGH  70.00  LOAD==22.00(13.60) 
 0 
  #
  #
  # (252)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (253)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34528 34530  "1 "    0     # line from  CORCORAN  70.00  BRKR to (3)   BSWLL TP  70.00 
 1  34530 34531  "1 "    0     # line from  BSWLL TP  70.00   (3) to (2)   JGBSWLL   70.00 
 1  34530 34538  "1 "    0     # line from  BSWLL TP  70.00   (3) to (1)   BOSWELL   70.00 
 1  34531 34536  "1 "    0     # line from  JGBSWLL   70.00   (2) to (1)   ANGIOLA   70.00 
 4  34538     0  "1 "    0     # LOAD-DROP    BOSWELL   70.00  LOAD==2.37(1.53) 
 4  34536     0  "1 "    0     # LOAD-DROP    ANGIOLA   70.00  LOAD==7.24(1.47) 
 0 
  #
  #
  # (254)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34532 34554  "1 "    0     # line from  ARMSTRNG  70.00   (1) to (4)   AMSTG SW  70.00 
 1  34554 34462  "1 "    0     # line from  AMSTG SW  70.00  BRKR to (1)   GUR3TPT   70.00 
 1  34554 34534  "1 "    0     # line from  AMSTG SW  70.00   (4) to (1)   RESERVE   70.00 
 2  34554 34650  "1 "    0     # TRAN from  AMSTG SW  70.00  BRKR to (1)   GWF-PWR.  13.80 
 4  34534     0  "1 "    0     # LOAD-DROP    RESERVE   70.00  LOAD==2.03(0.41) 
 3  34650     0  "1 "    0     # GEN-DROP    GWF-PWR.  13.80  GEN==23.00(12.00) 
 0 
  #
  #
  # (255)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34537 34540  "1 "    0     # line from  GWF_HENR  70.00   (3) to BRKR  HENRITTA  70.00 
 2  34537 34539  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT1   13.80 
 2  34537 34541  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT2   13.80 
 4  34539     0  "ss"    0     # LOAD-DROP    GWF_GT1   13.80  LOAD==1.10(0.25) 
 4  34541     0  "ss"    0     # LOAD-DROP    GWF_GT2   13.80  LOAD==1.10(0.25) 
 3  34539     0  "1 "    0     # GEN-DROP    GWF_GT1   13.80  GEN==50.00(2.92) 
 3  34541     0  "1 "    0     # GEN-DROP    GWF_GT2   13.80  GEN==50.00(2.92) 
 0 
  #
  #
  # (256)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34544 34550  "1 "    0     # line from  TLRE LKE  70.00  BRKR to (2)   CHEVPLIN  70.00 
 1  34550 34546  "1 "    0     # line from  CHEVPLIN  70.00   (2) to (2)   AVENAL    70.00 
 1  34546 34548  "1 "    0     # line from  AVENAL    70.00   (2) to BRKR  KETTLEMN  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 4  34550     0  "1 "    0     # LOAD-DROP    CHEVPLIN  70.00  LOAD==1.01(0.73) 
 4  34546     0  "1 "    0     # LOAD-DROP    AVENAL    70.00  LOAD==7.72(1.57) 
 0 
  #
  #
  # (257)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34548 34552  "1 "    0     # line from  KETTLEMN  70.00   (2) to BRKR  GATES     70.00 
 1  34548 34546  "1 "    0     # line from  KETTLEMN  70.00  BRKR to (1)   AVENAL    70.00 
 4  34548     0  "1 "    0     # LOAD-DROP    KETTLEMN  70.00  LOAD==6.32(1.29) 
 0 
  #
  #
  # (258)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (259)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34552 34558  "2 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (260)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.45(2.99) 
 0 
  #
  #
  # (261)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 0 
  #
  #
  # (262)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34564  "1 "    0     # line from  STRD JCT  70.00   (3) to BRKR  STROUD    70.00 
 1  34556 34474  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  HELM      70.00 
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (263)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron in this outage
 0 
  #
  #
  # (264)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34562 34566  "1 "    0     # line from  SCHLNDLR  70.00  BRKR to (2)   PLSNTVLY  70.00 
 1  34566 34570  "1 "    0     # line from  PLSNTVLY  70.00   (2) to BRKR  COLNGA 2  70.00 
 4  34566     0  "1 "    0     # LOAD-DROP    PLSNTVLY  70.00  LOAD==10.00(2.51) 
 0 
  #
  #
  # (265)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34570 34572  "1 "    0     # line from  COLNGA 2  70.00  BRKR to (3)   TORNADO   70.00 
 1  34572 34574  "1 "    0     # line from  TORNADO   70.00   (3) to BRKR  COLNGA 1  70.00 
 2  34572 34654  "1 "    0     # TRAN from  TORNADO   70.00   (3) to (1)   COLNGAGN   9.11 
 4  34572     0  "1 "    0     # LOAD-DROP    TORNADO   70.00  LOAD==1.74(1.44) 
 3  34654     0  "1 "    0     # GEN-DROP    COLNGAGN   9.11  GEN==34.00(5.40) 
 2  34570 34652  "1 "    0      # Must include Colinga2 - Chv.coal in this outage - modeled on bus,
 3  34652     0  "**"    0      # Drops units on Derrick Sub
 4  34652     0  "**"    0      # Drops load at Derrick Sub
 0 
  #
  #
  # (266)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  36354 34574  "1 "    0     # line from  SAN MIGL  70.00  BRKR to BRKR  COLNGA 1  70.00 
 0 
  #
  #
  # (267)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30882)  34412  34630 : 
 2  30835 34412  "1 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (268)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30883)  34412  34632 : 
 2  30835 34412  "2 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
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  # (269)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30876)  34370  34618 : 
 2  30875 34370  "1 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (270)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30877)  34370  34620 : 
 2  30875 34370  "2 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (271)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30878)  34370  34621 : 
 2  30875 34370  "3 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (272)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30881 34430  "3 "    0     # TRAN from  HENRIETA 230.00  BRKR to BRKR  HENRETTA 115.00 
 0 
  #
  #
  # (273)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30900  (34607)  30055  34606 : 
 2  30900 30055  "11"    0     # TRAN from  GATES    230.00  BRKR to (1)   GATES    500.00 
 0 
  #
  #
  # (274)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30900 30901  "1 "    0     # TRAN from  GATES    230.00  BRKR to (3)   GATES 1M 230.00 
 2  30901 34378  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to BRKR  GATES    115.00 
 2  30901 34622  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to (1)   GATES 1T  13.20 
 4 34378      0  "3 "    0      # Drop Gates Bank #3
 0 
  #
  #
  # (275)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34356 34344  "1 "    0     # TRAN from  KERCKHF1 115.00  BRKR to (1)   KERCKHOF   6.60 
 4  34344     0  "4 "    0     # LOAD-DROP    KERCKHOF   6.60  LOAD==3.24(0.66) 
 3  34344     0  "2 "    0     # GEN-DROP    KERCKHOF   6.60  GEN==6.80(-4.00) 
 0 
  #
  #
  # (276)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34366 34590  "1 "    0     # TRAN from  SANGER   115.00  BRKR to (2)   SANGR3T  115.00 
 2  34590 34488  "1 "    0     # TRAN from  SANGR3T  115.00   (2) to BRKR  SANGER    70.00 
 4  34590     0  "3 "    0     # LOAD-DROP    SANGR3T  115.00  LOAD==20.55(4.17) 
 0 
  #
  #
  # (277)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34418 34576  "2 "    0     # TRAN from  KINGSBRG 115.00  BRKR to BRKR  KNGLOBUS  70.00 
 0 
  #
  #
  # (278)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34474 30873  "1 "    0     # TRAN from  HELM      70.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (279)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34480 30830  "2 "    0     # TRAN from  KEARNEY   70.00  BRKR to BRKR  KEARNEY  230.00 
 0 
  #
  #
  # (280)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
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  #
 2  34492 34380  "1 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (281)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "2 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (282)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34528 34420  "2 "    0     # TRAN from  CORCORAN  70.00  BRKR to BRKR  CORCORAN 115.00 
 1  34420 34391  "1 "    0      # Must include Corcoran - Quebec   (Corcoran CB 142) in this outage
 1  34420 34418  "2 "    0      # Must include Corcoran - Kingburg (Corcoran CB 162) in this outage
 1  34528 34460  "1 "    0      # Must include Corcorna - Guernsey (Corcoran CB  42) in this outage
 0 
  #
  #
  # (283)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "2 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (284)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "4 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (285)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34552 34378  "2 "    0     # TRAN from  GATES     70.00  BRKR to BRKR  GATES    115.00 
 0 
  #
  #
  # (286)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34562 34354  "1 "    0     # TRAN from  SCHLNDLR  70.00  BRKR to (3)   SCHINDLR 115.00 
 1  34354 34149  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   CHENYT   115.00 
 1  34354 34432  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   WESTLNDS 115.00 
 4  34354     0  "1 "    0     # LOAD-DROP    SCHINDLR 115.00  LOAD==11.22(2.28) 
 0 
  #
  #
  # (287)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34652 34570  "1 "    0     # TRAN from  CHV.COAL   9.11   (1) to BRKR  COLNGA 2  70.00 
 4  34652     0  "S1"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==5.12(2.48) 
 4  34652     0  "SG"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==0.94(0.46) 
 3  34652     0  "1 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==2.50(8.30) 
 3  34652     0  "2 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==8.00(4.00) 
 0 
  #
  #
  # (288)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34658 34452  "1 "    0     # TRAN from  WISHON     2.30   (1) to BRKR  WISHON    70.00 
 3  34658     0  "3 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 3  34658     0  "4 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 0 
  #
  #
  # (289)  B1 GENERATOR OUTAGE 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (290)  B1 GENERATOR OUTAGE 
  #
 3  34344     0  "2"     0     # KERCKHOF   6.60       PGEN=6.80  QGEN=-4.00 
 0 
  #
  #
  # (291)  B1 GENERATOR OUTAGE 
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  #
 3  34431     0  "1"     0     # GWF_HEP1  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (292)  B1 GENERATOR OUTAGE 
  #
 3  34433     0  "1"     0     # GWF_HEP2  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (293)  B1 GENERATOR OUTAGE 
  #
 3  34485     0  "1"     0     # FRESNOWW  12.47       PGEN=9.00  QGEN=0.00 
 0 
  #
  #
  # (294)  B1 GENERATOR OUTAGE 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (295)  B1 GENERATOR OUTAGE 
  #
 3  34541     0  "1"     0     # GWF_GT2   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (296)  B1 GENERATOR OUTAGE 
  #
 3  34553     0  "1"     0     # WHD_GAT2  13.80       PGEN=49.00  QGEN=-25.30 
 0 
  #
  #
  # (297)  B1 GENERATOR OUTAGE 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (298)  B1 GENERATOR OUTAGE 
  #
 3  34602     0  "1"     0     # HELMS 2   18.00       PGEN=404.00  QGEN=66.06 
 0 
  #
  #
  # (299)  B1 GENERATOR OUTAGE 
  #
 3  34604     0  "1"     0     # HELMS 3   18.00       PGEN=404.00  QGEN=66.12 
 0 
  #
  #
  # (300)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "2"     0     # AGRICO    13.80       PGEN=7.00  QGEN=1.64 
 0 
  #
  #
  # (301)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "3"     0     # AGRICO    13.80       PGEN=18.10  QGEN=4.24 
 0 
  #
  #
  # (302)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "4"     0     # AGRICO    13.80       PGEN=26.00  QGEN=6.09 
 0 
  #
  #
  # (303)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "1"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (304)  B1 GENERATOR OUTAGE 
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  #
 3  34610     0  "2"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (305)  B1 GENERATOR OUTAGE 
  #
 3  34612     0  "1"     0     # BLCH 2-2  13.80       PGEN=50.00  QGEN=9.61 
 0 
  #
  #
  # (306)  B1 GENERATOR OUTAGE 
  #
 3  34614     0  "1"     0     # BLCH 2-3  13.80       PGEN=50.00  QGEN=13.00 
 0 
  #
  #
  # (307)  B1 GENERATOR OUTAGE 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (308)  B1 GENERATOR OUTAGE 
  #
 3  34618     0  "1"     0     # MCCALL1T  13.20       PGEN=0.00  QGEN=36.40 
 0 
  #
  #
  # (309)  B1 GENERATOR OUTAGE 
  #
 3  34621     0  "1"     0     # MCCALL3T  13.20       PGEN=0.00  QGEN=4.85 
 0 
  #
  #
  # (310)  B1 GENERATOR OUTAGE 
  #
 3  34624     0  "1"     0     # BALCH 1   13.20       PGEN=27.00  QGEN=10.00 
 0 
  #
  #
  # (311)  B1 GENERATOR OUTAGE 
  #
 3  34630     0  "1"     0     # HERNDN1T  13.20       PGEN=0.00  QGEN=20.26 
 0 
  #
  #
  # (312)  B1 GENERATOR OUTAGE 
  #
 3  34632     0  "1"     0     # HERNDN2T  13.20       PGEN=0.00  QGEN=32.58 
 0 
  #
  #
  # (313)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (314)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "3"     0     # FRIANTDM   6.60       PGEN=7.80  QGEN=3.26 
 0 
  #
  #
  # (315)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "4"     0     # FRIANTDM   6.60       PGEN=2.30  QGEN=0.96 
 0 
  #
  #
  # (316)  B1 GENERATOR OUTAGE 
  #
 3  34640     0  "1"     0     # ULTR.PWR   9.11       PGEN=14.50  QGEN=13.00 
 0 
  #
  #
  # (317)  B1 GENERATOR OUTAGE 
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  #
 3  34642     0  "1"     0     # KINGSBUR   9.11       PGEN=34.00  QGEN=17.30 
 0 
  #
  #
  # (318)  B1 GENERATOR OUTAGE 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (319)  B1 GENERATOR OUTAGE 
  #
 3  34648     0  "1"     0     # DINUBA E  13.80       PGEN=12.00  QGEN=7.00 
 0 
  #
  #
  # (320)  B1 GENERATOR OUTAGE 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (321)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=2.50  QGEN=8.30 
 0 
  #
  #
  # (322)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "2"     0     # CHV.COAL   9.11       PGEN=8.00  QGEN=4.00 
 0 
  #
  #
  # (323)  B1 GENERATOR OUTAGE 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.00  QGEN=-3.48 
 0 
  #
  #
  # (324)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "3"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (325)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "4"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (326)  B1 GENERATOR OUTAGE 
  #
 3  34671     0  "1"     0     # KRCDPCT1  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (327)  B1 GENERATOR OUTAGE 
  #
 3  34672     0  "1"     0     # KRCDPCT2  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (328)  B1 GENERATOR OUTAGE 
  #
 3  38720     0  "1"     0     # PINE FLT  13.80       PGEN=57.00  QGEN=23.30 
 0 
  #
  #
  # (329)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34685     0  "1"     0     # Q128CT1  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (330)  B1 GENERATOR OUTAGE 
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  # post-project outage 
 3  34686     0  "1"     0     # Q128CT2  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (331)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34687     0  "1"     0     # Q128STG  16.50       PGEN=193.00  QGEN=35.57 
 0 
  #
  #
  # (332)  L-1/G-1 OVERLAPPING OUTAGE 
  # Smyrna - Semitropic - Midway 115 kV Line and Exchequer 
 1  34700 34708  "1 "    0     # line from  SMYRNA   115.00  BRKR to (2)   MCKIBBEN 115.00 
 1  34708 34742  "1 "    0     # line from  MCKIBBEN 115.00   (2) to (2)   SEMITRPJ 115.00 
 1  34742 34746  "1 "    0     # line from  SEMITRPJ 115.00   (2) to (2)   GANSO    115.00 
 1  34746 34774  "1 "    0     # line from  GANSO    115.00   (2) to BRKR  MIDWAY   115.00 
 4  34746     0  "1 "    0     # LOAD-DROP    GANSO    115.00  LOAD==5.34(1.22) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=89.95  QGEN=18.49 
 0 
  #
  #
  # (333)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Chevron Coalinga Unit 1 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (334)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Chevron Coalinga Unit 1 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (335)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Coalinga Cogen 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (336)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Coalinga Cogen 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (337)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Coppermine 70 kV Line and Friant PP Unit 2 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34262 34256  "1 "    0     # line from  CASSIDY   70.00   (2) to BRKR  BORDEN    70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (338)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Henrietta - Lemoore 70 kV Line and GWF Hanford 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (339)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Henrietta Unit 1 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  # 
  # (340)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Sanger Cogen 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (341)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Kings River Power House 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (342)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Exchequer 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (343)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Exchequer
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (344)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Exchequer
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (345)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Exchequer
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
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  # (346)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Exchequer
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (347)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Exchequer
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (348)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Exchequer
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (349)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Exchequer 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (350)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Exchequer
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (351)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Exchequer
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (352)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Exchequer
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
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 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (353)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Exchequer
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (354)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Exchequer
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (355)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Exchequer
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (356)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Exchequer
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (357)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Exchequer
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (358)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Kerckhoff 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (359)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Kerckhoff
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (360)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Kerckhoff
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (361)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Kerckhoff
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
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 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (362)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Kerckhoff
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (363)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Kerckhoff
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (364)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Kerckhoff
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (365)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Kerckhoff 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (366)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Kerckhoff
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (367)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Kerckhoff
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (368)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Kerckhoff
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 



APPENDIX B – ISO CATEGORY B SPRING PEAK AUTOCON INPUT FILE 

APPENDIX B - 90 

 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (369)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Kerckhoff
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (370)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Kerckhoff
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (371)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Kerckhoff
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (372)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Kerckhoff
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (373)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Kerckhoff
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (374)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Helms Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (375)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Helms Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (376)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Helms Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (377)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Gregg - Herndon #1 230 kV Line and Helms Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (378)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Helms Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (379)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Helms Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (380)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Helms Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (381)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Helms Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (382)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Helms Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (383)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Helms Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #



APPENDIX B – ISO CATEGORY B SPRING PEAK AUTOCON INPUT FILE 

APPENDIX B - 92 

  #
  # (384)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Helms Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (385)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Helms Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (386)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Helms Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (387)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Helms Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (388)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Helms Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (389)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Helms Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (390)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Melones Unit 1 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (391)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Melones Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (392)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Melones Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
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 0 
  #
  #
  # (393)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Melones Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (394)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Melones Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (395)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Melones Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (396)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Melones Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (397)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Melones Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (398)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Melones Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (399)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Melones Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (400)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Melones Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
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 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (401)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Melones Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (402)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Melones Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (403)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Melones Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (404)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Melones Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (405)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Melones Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (406)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Melones Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (407)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Melones Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (408)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Gates - Arco 230 kV Line and Melones Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (409)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Melones Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 sumop category b contingency list 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sumop category b contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (2)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (3)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (4)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (5)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (6)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (7)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (8)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (10)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30793  "1 "    0     # line from  PANOCHE  230.00  BRKR to (3)   PANO_EC  230.00 
 2  30793 34326  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS1  13.80 
 2  30793 34327  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS2  13.80 
 4  34326     0  "ss"    0     # LOAD-DROP    PANO_BS1  13.80  LOAD==4.50(2.49) 
 4  34327     0  "ss"    0     # LOAD-DROP    PANO_BS2  13.80  LOAD==4.50(2.49) 
 3  34326     0  "1 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34326     0  "2 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34327     0  "3 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 3  34327     0  "4 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 0 
  #
  #
  # (11)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # sumop outage 
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 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
 0 
  #
  #
  # (12)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (13)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (14)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (15)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
 0 
  #
  #
  # (16)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (17)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
 0 
  #
  #
  # (18)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34017 34010  "1 "    0     # line from  CRWS LDG  60.00   (1) to (3)   CRWS LDJ  60.00 
 1  34010 34006  "1 "    0     # line from  CRWS LDJ  60.00   (3) to BRKR  PATTERSN  60.00 
 1  34010 34012  "1 "    0     # line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00 
 1  34012 34014  "1 "    0     # line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00 
 4  34017     0  "1 "    0     # LOAD-DROP    CRWS LDG  60.00  LOAD==3.73(0.17) 
 1  34016 34017  "1 "    1      # Switches in Crows Landing SW 57 to transfer load
 4  34017     0  "**"    1      # Restore Load at Crows Landing
 0 
  #
  #
  # (19)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
 0 
  #
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  #
  # (20)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (21)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
 0 
  #
  #
  # (22)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (23)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
 0 
  #
  #
  # (24)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
 0 
  #
  #
  # (25)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34134  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  WILSON A 115.00 
 0 
  #
  #
  # (26)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
 0 
  #
  #
  # (27)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
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 0 
  #
  #
  # (28)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
 0 
  #
  #
  # (29)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34136  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  WILSON B 115.00 
 0 
  #
  #
  # (30)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (31)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (32)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34144  "2 "    0     # line from  WILSON B 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (33)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (34)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
 0 
  #
  #
  # (35)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
 0 
  #
  #
  # (36)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34189  "1 "    0     # line from  PANOCHE  115.00  BRKR to (3)   STARWOOD 115.00 
 2  34189 34328  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT1   13.80 
 2  34189 34329  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT2   13.80 
 4  34328     0  "ss"    0     # LOAD-DROP    STARGT1   13.80  LOAD==1.00(0.55) 
 4  34329     0  "ss"    0     # LOAD-DROP    STARGT2   13.80  LOAD==1.00(0.55) 
 3  34328     0  "1 "    0     # GEN-DROP    STARGT1   13.80  GEN==60.94(9.59) 
 3  34329     0  "2 "    0     # GEN-DROP    STARGT2   13.80  GEN==60.94(9.59) 
 0 
  #
  #
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  # (37)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
 0 
  #
  #
  # (38)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34159 34158  "1 "    0     # line from  PANOCHEJ 115.00   (3) to BRKR  PANOCHE  115.00 
 1  34159 34160  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (2)   HAMMONDS 115.00 
 1  34159 34180  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (3)   OXFRDJCT 115.00 
 1  34160 34161  "1 "    0     # line from  HAMMONDS 115.00   (2) to (3)   DFSTP    115.00 
 1  34161 34162  "1 "    0     # line from  DFSTP    115.00   (3) to BRKR  ORO LOMA 115.00 
 1  34161 34164  "1 "    0     # line from  DFSTP    115.00   (3) to (1)   DFS      115.00 
 1  34180 34166  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (1)   OXFORD   115.00 
 1  34180 34181  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (3)   WSTLDJCT 115.00 
 1  34181 34182  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (1)   WSTLD1RA 115.00 
 1  34181 34183  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (3)   LUISJCT  115.00 
 1  34183 34163  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#3  115.00 
 1  34183 34165  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#5  115.00 
 4  34160     0  "1 "    0     # LOAD-DROP    HAMMONDS 115.00  LOAD==10.00(2.03) 
 4  34164     0  "1 "    0     # LOAD-DROP    DFS      115.00  LOAD==1.37(1.06) 
 4  34166     0  "1 "    0     # LOAD-DROP    OXFORD   115.00  LOAD==3.87(1.76) 
 4  34182     0  "1 "    0     # LOAD-DROP    WSTLD1RA 115.00  LOAD==2.98(0.71) 
 4  34163     0  "1 "    0     # LOAD-DROP    LUIS_#3  115.00  LOAD==3.30(0.78) 
 4  34165     0  "1 "    0     # LOAD-DROP    LUIS_#5  115.00  LOAD==3.40(0.81) 
 0 
  #
  #
  # (39)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34172 34271  "1 "    0     # line from  WESTLAND  70.00   (2) to (3)   WSTLDJCT  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34271 34469  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   GFFNJCT   70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (40)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34218  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   DOS PALS  70.00 
 1  34218 34216  "1 "    0     # line from  DOS PALS  70.00   (2) to BRKR  SNTA RTA  70.00 
 4  34218     0  "1 "    0     # LOAD-DROP    DOS PALS  70.00  LOAD==10.29(2.09) 
 0 
  #
  #
  # (41)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
 0 
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  #
  #
  # (42)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34234  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   POSO J1   70.00 
 1  34234 34266  "1 "    0     # line from  POSO J1   70.00   (2) to (2)   FIREBAGH  70.00 
 1  34266 34267  "1 "    0     # line from  FIREBAGH  70.00   (2) to (2)   TOMATAK   70.00 
 1  34267 34268  "1 "    0     # line from  TOMATAK   70.00   (2) to BRKR  MENDOTA   70.00 
 4  34266     0  "1 "    0     # LOAD-DROP    FIREBAGH  70.00  LOAD==11.13(2.26) 
 4  34267     0  "1 "    0     # LOAD-DROP    TOMATAK   70.00  LOAD==6.40(4.97) 
 0 
  #
  #
  # (43)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34203  "1 "    0     # line from  MERCED    70.00  BRKR to (3)   ELNIDOTP  70.00 
 1  34203 34205  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (2)   ELNIDO    70.00 
 1  34203 34236  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (1)   POSO J2   70.00 
 2  34205 34330  "1 "    0     # TRAN from  ELNIDO    70.00   (2) to (1)   ELNIDO    13.80 
 4  34330     0  "ss"    0     # LOAD-DROP    ELNIDO    13.80  LOAD==2.00(1.11) 
 3  34330     0  "1 "    0     # GEN-DROP    ELNIDO    13.80  GEN==12.50(5.69) 
 0 
  #
  #
  # (44)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34230  "1 "    0     # line from  MERCED    70.00  BRKR to BRKR  MRCDFLLS  70.00 
 0 
  #
  #
  # (45)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34204 34212  "1 "    0     # line from  LIVNGSTN  70.00   (1) to (3)   LVNGSTNT  70.00 
 1  34212 34206  "1 "    0     # line from  LVNGSTNT  70.00   (3) to BRKR  CANAL     70.00 
 1  34212 34210  "1 "    0     # line from  LVNGSTNT  70.00   (3) to (2)   SNTA NLA  70.00 
 1  34210 34208  "1 "    0     # line from  SNTA NLA  70.00   (2) to (2)   CHEVPIPE  70.00 
 1  34208 34214  "1 "    0     # line from  CHEVPIPE  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34204     0  "2 "    0     # LOAD-DROP    LIVNGSTN  70.00  LOAD==5.51(1.12) 
 4  34210     0  "1 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==6.75(1.37) 
 4  34210     0  "2 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==9.50(1.93) 
 4  34208     0  "1 "    0     # LOAD-DROP    CHEVPIPE  70.00  LOAD==0.63(0.42) 
 0 
  #
  #
  # (46)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34206 34216  "1 "    0     # line from  CANAL     70.00  BRKR to BRKR  SNTA RTA  70.00 
 0 
  #
  #
  # (47)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34278  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   PCHCO PP  70.00 
 1  34278 34280  "1 "    0     # line from  PCHCO PP  70.00   (2) to (2)   INTL TUR  70.00 
 2  34280 34342  "1 "    0     # TRAN from  INTL TUR  70.00   (2) to (1)   INT.TURB   9.11 
 4  34278     0  "1 "    0     # LOAD-DROP    PCHCO PP  70.00  LOAD==18.00(4.10) 
 3  34342     0  "1 "    0     # GEN-DROP    INT.TURB   9.11  GEN==1.10(0.00) 
 0 
  #
  #
  # (48)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34282  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   ONLL PMP  69.00 
 2  34282 34316  "1 "    0     # TRAN from  ONLL PMP  69.00   (2) to (1)   ONEILPMP   9.11 
 4  34282     0  "1 "    0     # LOAD-DROP    ONLL PMP  69.00  LOAD==6.00(1.20) 
 3  34316     0  "1 "    0     # GEN-DROP    ONEILPMP   9.11  GEN==0.50(0.00) 
 0 
  #
  #
  # (49)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34228 34232  "1 "    0     # line from  MARIPOS2  70.00   (1) to BRKR  EXCHEQUR  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
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  #
  # (50)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (2)   BER VLLY  70.00 
 1  34242 34244  "1 "    0     # line from  BER VLLY  70.00   (2) to (2)   BRCEBG J  70.00 
 1  34244 34246  "1 "    0     # line from  BRCEBG J  70.00   (2) to (3)   SAXONCRK  70.00 
 1  34246 34248  "1 "    0     # line from  SAXONCRK  70.00   (3) to (2)   INDN FLT  70.00 
 2  34246 34346  "1 "    0     # TRAN from  SAXONCRK  70.00   (3) to (1)   SAXNCK L   4.16 
 1  34248 34250  "1 "    0     # line from  INDN FLT  70.00   (2) to (1)   YOSEMITE  70.00 
 4  34242     0  "1 "    0     # LOAD-DROP    BER VLLY  70.00  LOAD==5.91(1.20) 
 4  34246     0  "1 "    0     # LOAD-DROP    SAXONCRK  70.00  LOAD==0.03(0.02) 
 4  34248     0  "1 "    0     # LOAD-DROP    INDN FLT  70.00  LOAD==2.02(0.41) 
 4  34250     0  "1 "    0     # LOAD-DROP    YOSEMITE  70.00  LOAD==2.90(0.00) 
 0 
  #
  #
  # (51)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
 0 
  #
  #
  # (52)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "1 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (53)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "2 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (54)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34240  "1 "    0     # line from  BORDEN    70.00  BRKR to BRKR  GLASS     70.00 
 0 
  #
  #
  # (55)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34262  "1 "    0     # line from  BORDEN    70.00  BRKR to (2)   CASSIDY   70.00 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
 0 
  #
  #
  # (56)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 1  34259 34260  "1 "    0     # line from  NRTHFORK  70.00   (3) to (3)   SJNO2     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 1  34260 34452  "1 "    0     # line from  SJNO2     70.00   (3) to BRKR  WISHON    70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 0 
  #
  #
  # (57)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
 0 
  #
  #
  # (58)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Melones - Wilson line
 0 
  #
  #
  # (59)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (60)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30765  (30069)  30050  34302 : 
 2  30765 30050  "1 "    0     # TRAN from  LOSBANOS 230.00  BRKR to (1)   LOSBANOS 500.00 
 0 
  #
  #
  # (61)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30790  (30791)  34158  34310 : 
 2  30790 34158  "1 "    0     # TRAN from  PANOCHE  230.00  BRKR to (1)   PANOCHE  115.00 
 0 
  #
  #
  # (62)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30790 34158  "2 "    0     # TRAN from  PANOCHE  230.00  BRKR to BRKR  PANOCHE  115.00 
 0 
  #
  #
  # (63)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34112  (34176)  34232  34306 : 
 2  34112 34232  "1 "    0     # TRAN from  EXCHEQUR 115.00  BRKR to (4)   EXCHEQUR  70.00 
 1  34232 34228  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MARIPOS2  70.00 
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   BER VLLY  70.00 
 1  34232 34321  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MCSWAINJ  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
  # (64)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34134 30800  "1 "    0     # TRAN from  WILSON A 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (65)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34136 30800  "2 "    0     # TRAN from  WILSON B 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (66)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34144  (34146)  34202  34312 : 
 2  34144 34202  "2 "    0     # TRAN from  MERCED   115.00  BRKR to (1)   MERCED    70.00 
 0 
  #
  #
  # (67)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34200 34162  "2 "    0     # TRAN from  ORO LOMA  70.00  BRKR to (3)   ORO LOMA 115.00 
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 1  34162 34161  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   DFSTP    115.00 
 1  34162 34168  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   EL NIDO  115.00 
 0 
  #
  #
  # (68)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "3 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (69)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "4 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (70)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "1 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (71)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "2 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (72)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34268 34156  "1 "    0     # TRAN from  MENDOTA   70.00  BRKR to (3)   MENDOTA  115.00 
 1  34156 34178  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   MADERAPR 115.00 
 1  34156 34157  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   PANOCHET 115.00 
 4  34156     0  "1 "    0     # LOAD-DROP    MENDOTA  115.00  LOAD==24.55(4.99) 
 0 
  #
  #
  # (73)  B1 GENERATOR OUTAGE 
  #
 3  34142     0  "1"     0     # WHD_PAN2  13.80       PGEN=49.00  QGEN=-22.43 
 0 
  #
  #
  # (74)  B1 GENERATOR OUTAGE 
  #
 3  34179     0  "1"     0     # MADERA_G  13.80       PGEN=28.60  QGEN=3.67 
 0 
  #
  #
  # (75)  B1 GENERATOR OUTAGE 
  #
 3  34186     0  "1"     0     # DG_PAN1   13.80       PGEN=49.00  QGEN=-17.22 
 0 
  #
  #
  # (76)  B1 GENERATOR OUTAGE 
  #
 3  34301     0  "1"     0     # CHOWCOGN  13.80       PGEN=50.00  QGEN=0.72 
 0 
  #
  #
  # (77)  B1 GENERATOR OUTAGE 
  #
 3  34305     0  "1"     0     # CHWCHLA2  13.80       PGEN=12.50  QGEN=7.35 
 0 
  #
  #
  # (78)  B1 GENERATOR OUTAGE 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (79)  B1 GENERATOR OUTAGE 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
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  #
  #
  # (80)  B1 GENERATOR OUTAGE 
  #
 3  34320     0  "1"     0     # MCSWAIN    9.11       PGEN=10.00  QGEN=0.00 
 0 
  #
  #
  # (81)  B1 GENERATOR OUTAGE 
  #
 3  34322     0  "1"     0     # MERCEDFL   9.11       PGEN=3.50  QGEN=2.00 
 0 
  #
  #
  # (82)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "1"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (83)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "2"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (84)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "3"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (85)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "4"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (86)  B1 GENERATOR OUTAGE 
  #
 3  34328     0  "1"     0     # STARGT1   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (87)  B1 GENERATOR OUTAGE 
  #
 3  34329     0  "2"     0     # STARGT2   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (88)  B1 GENERATOR OUTAGE 
  #
 3  34330     0  "1"     0     # ELNIDO    13.80       PGEN=12.50  QGEN=4.15 
 0 
  #
  #
  # (89)  B1 GENERATOR OUTAGE 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=3.80  QGEN=5.40 
 0 
  #
  #
  # (90)  B1 GENERATOR OUTAGE 
  #
 3  34334     0  "1"     0     # BIO PWR    9.11       PGEN=21.80  QGEN=8.92 
 0 
  #
  #
  # (91)  B1 GENERATOR OUTAGE 
  #
 3  34342     0  "1"     0     # INT.TURB   9.11       PGEN=1.10  QGEN=0.00 
 0 
  #
  #
  # (92)  B1 GENERATOR OUTAGE 
  #
 3  34631     0  "1"     0     # SJ2GEN     9.11       PGEN=2.00  QGEN=0.00 
 0 



APPENDIX B – ISO CATEGORY B SUMMER OFF PEAK AUTOCON INPUT FILE 

APPENDIX B - 106 

  #
  #
  # (93)  B1 GENERATOR OUTAGE 
  #
 3  34633     0  "1"     0     # SJ3GEN     9.11       PGEN=1.00  QGEN=0.00 
 0 
  #
  #
  # (94)  B CAPACITOR OUTAGE
  #
 6  30765     0  "v"     0     # LOSBANOS  230.0  SVD 
 0 
  #
  #
  # (95)  B CAPACITOR OUTAGE
  #
 6  30796     0  "v"     0     # STOREY 1  230.0  SVD 
 0 
  #
  #
  # (96)  B CAPACITOR OUTAGE
  #
 6  34134     0  "v"     0     # WILSON A  115.0  SVD 
 0 
  #
  #
  # (97)  B CAPACITOR OUTAGE
  #
 6  34252     0  "v"     0     # MADERA     70.0  SVD 
 0 
  #
  #
  # (98)  B CAPACITOR OUTAGE
  #
 6  34302     0  "v"     0     # L.BANS T   13.8  SVD 
 0 
  #
  #
  # (99)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Exchequer 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (100)  L-1/G-1 OVERLAPPING OUTAGE 
  # Chowchilla - Kerckhoff #2 115 kV Line and Exchequer 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
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  # (101)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and Exchequer 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (102)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - Merced 115 kV Line and Exchequer 
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (103)  L-1/G-1 OVERLAPPING OUTAGE 
  # Cressy Tap 115 kV Line and Exchequer 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (104)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Dairyland 115 kV Line and Exchequer 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (105)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Oro Loma 115 kV Line and Exchequer 
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (106)  L-1/G-1 OVERLAPPING OUTAGE 
  # El Capitan - Wilson 115 kV Line and Exchequer 
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (107)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dairyland - Mendota 115 kV Line and Exchequer 
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
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 0 
  #
  #
  # (108)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Mendota 115 kV Line and Exchequer 
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (109)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Exchequer 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (110)  L-1/G-1 OVERLAPPING OUTAGE 
  # Merced Falls - Exchequer 70 kV Line and Exchequer 
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (111)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Exchequer 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (112)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and JR Wood Cogen 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (113)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Atwater #2 115 kV Line and JR Wood Cogen 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (114)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Le Grand - Chowchilla 115 kV Line and Kerckhoff 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (115)  L-1/G-1 OVERLAPPING OUTAGE 
  # Exchequer - Le Grand 115 kV Line and Kerckhoff 
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (116)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # Le Grand - Dairyland 115 kV Line and Kerckhoff 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (117)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Kerckhoff 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (118)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Oneil Pump 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
  #
  # (119)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Melones Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
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  #
  #
  # (120)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Melones Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (121)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Melones Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (122)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Melones Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (123)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Melones Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (124)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Helms Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (125)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Helms Unit 1 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (126)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Helms Unit 1 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (127)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Helms Unit 1 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (128)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Helms Unit 1 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
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  #
  #
  # (129)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Helms Unit 1 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (130)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Helms Unit 1 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (131)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Helms Unit 1 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (132)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Helms Unit 1 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (133)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Helms Unit 1 sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (134)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Helms Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (135)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Helms Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (136)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Helms Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (137)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Helms Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #



APPENDIX B – ISO CATEGORY B SUMMER OFF PEAK AUTOCON INPUT FILE 

APPENDIX B - 112 

  #
  # (138)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Helms Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (139)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Helms Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (140)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Helms Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (141)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Helms Unit 1 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (142)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Exchequer 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (143)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Exchequer 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (144)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Exchequer 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (145)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Exchequer 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (146)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Exchequer 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (147)  L-1/G-1 OVERLAPPING OUTAGE 
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  # Los Banos - Panoche #2 230 kV Line and Exchequer 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (148)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Exchequer 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (149)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Exchequer 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (150)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Exchequer 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (151)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Exchequer sumop outage
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (152)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Exchequer 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (153)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Exchequer 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (154)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Exchequer 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (155)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Exchequer 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (156)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Exchequer 
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 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (157)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Exchequer 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (158)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Exchequer 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (159)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Exchequer 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (160)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Kerckhoff 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (161)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Kerckhoff 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (162)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Kerckhoff 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (163)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Kerckhoff 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (164)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Kerckhoff 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (165)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Kerckhoff 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #



APPENDIX B – ISO CATEGORY B SUMMER OFF PEAK AUTOCON INPUT FILE 

APPENDIX B - 115 

 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (166)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Kerckhoff 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (167)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Kerckhoff 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (168)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Kerckhoff 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (169)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Kerckhoff sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (170)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Kerckhoff 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (171)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Kerckhoff 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (172)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Kerckhoff 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (173)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Kerckhoff 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (174)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Kerckhoff 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
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 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (175)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Kerckhoff 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (176)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Kerckhoff 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (177)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Kerckhoff 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # 2011 sumop category b contingency list 
  # Fresno Zone 314 
  #
  #
  # (178)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (179)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # sumop outage 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
 0 
  #
  #
  # (180)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # sumop outage 
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
 0 
  #
  #
  # (181)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
 0 
  #
  #
  # (182)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (183)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
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 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (184)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # sumop outage
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
 0 
  #
  #
  # (185)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
 0 
  #
  #
  # (186)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (187)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
 0 
  #
  #
  # (188)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (189)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "1 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (190)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "2 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (191)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (192)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
 0 
  #
  #
  # (193)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
 0 
  #
  #
  # (194)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
 0 
  #
  #
  # (195)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
 0 
  #
  #
  # (196)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 1  34123 34128  "1 "    0     # line from  K1-JCT   115.00   (2) to (3)   OAKH_JCT 115.00 
 1  34128 34121  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (3)   SHARON T 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34121 34105  "1 "    0     # line from  SHARON T 115.00   (3) to (2)   CERTANJ1 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (197)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 1  34149 34148  "1 "    0     # line from  CHENYT   115.00   (3) to (2)   CHENY    115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34148 34141  "1 "    0     # line from  CHENY    115.00   (2) to (2)   PAN2_TAP 115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (198)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
 0 
  #
  #
  # (199)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34356 34358  "1 "    0     # line from  KERCKHF1 115.00  BRKR to BRKR  KERCKHF2 115.00 
 0 
  #
  #
  # (200)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
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  # (201)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
 0 
  #
  #
  # (202)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
 0 
  #
  #
  # (203)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (204)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (205)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (206)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "3 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (207)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34372  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MALAGA   115.00 
 0 
  #
  #
  # (208)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
 0 
  #
  #
  # (209)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
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  # (210)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (211)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
 0 
  #
  #
  # (212)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (213)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34376  "1 "    0     # line from  MALAGA   115.00  BRKR to (1)   PPG      115.00 
 4  34376     0  "1 "    0     # LOAD-DROP    PPG      115.00  LOAD==6.25(3.87) 
 0 
  #
  #
  # (214)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34379  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   MALAGATP 115.00 
 1  34379 34373  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   SCWAXJCT 115.00 
 1  34379 34375  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   ULTPWRJ  115.00 
 1  34373 34371  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   SCWAX    115.00 
 1  34373 34374  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   RANCHRS  115.00 
 1  34375 34377  "1 "    0     # line from  ULTPWRJ  115.00   (3) to (2)   AIRPROD  115.00 
 2  34375 34640  "1 "    0     # TRAN from  ULTPWRJ  115.00   (3) to (1)   ULTR.PWR   9.11 
 1  34377 34370  "1 "    0     # line from  AIRPROD  115.00   (2) to BRKR  MC CALL  115.00 
 4  34371     0  "1 "    0     # LOAD-DROP    SCWAX    115.00  LOAD==2.70(1.53) 
 4  34374     0  "1 "    0     # LOAD-DROP    RANCHRS  115.00  LOAD==9.16(1.86) 
 4  34377     0  "1 "    0     # LOAD-DROP    AIRPROD  115.00  LOAD==5.10(2.02) 
 3  34640     0  "1 "    0     # GEN-DROP    ULTR.PWR   9.11  GEN==14.50(13.00) 
 0 
  #
  #
  # (215)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34381  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   KRCDP    115.00 
 2  34381 34671  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT1  13.80 
 2  34381 34672  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT2  13.80 
 4  34671     0  "ss"    0     # LOAD-DROP    KRCDPCT1  13.80  LOAD==1.05(0.65) 
 4  34672     0  "ss"    0     # LOAD-DROP    KRCDPCT2  13.80  LOAD==1.05(0.65) 
 3  34671     0  "1 "    0     # GEN-DROP    KRCDPCT1  13.80  GEN==50.00(7.14) 
 3  34672     0  "1 "    0     # GEN-DROP    KRCDPCT2  13.80  GEN==50.00(7.14) 
 0 
  #
  #
  # (216)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34380 34384  "1 "    0     # line from  REEDLEY  115.00  BRKR to (2)   GERAWAN  115.00 
 1  34384 34382  "1 "    0     # line from  GERAWAN  115.00   (2) to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (217)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
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  # (218)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34391 34392  "1 "    0     # line from  QUEBECTP 115.00   (2) to (1)   QUEBEC   115.00 
 1  34391 34426  "1 "    0     # line from  QUEBECTP 115.00   (2) to BRKR  ALPAUGH  115.00 
 4  34392     0  "1 "    0     # LOAD-DROP    QUEBEC   115.00  LOAD==11.20(7.82) 
 0 
  #
  #
  # (219)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (220)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (221)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (222)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (223)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (224)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34412 34422  "1 "    0     # line from  HERNDON  115.00  BRKR to (2)   CHLDHOSP 115.00 
 1  34422 34414  "1 "    0     # line from  CHLDHOSP 115.00   (2) to BRKR  WOODWARD 115.00 
 4  34422     0  "1 "    0     # LOAD-DROP    CHLDHOSP 115.00  LOAD==3.50(1.60) 
 0 
  #
  #
  # (225)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (226)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (227)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
  #
  # (228)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34418 34428  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (2)   CONTADNA 115.00 
 1  34428 34429  "1 "    0     # line from  CONTADNA 115.00   (2) to (4)   GWF_HEP  115.00 
 1  34429 34521  "1 "    0     # line from  GWF_HEP  115.00   (4) to (2)   LEPRNOFD 115.00 
 2  34429 34431  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP1  13.80 
 2  34429 34433  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP2  13.80 
 1  34521 34430  "1 "    0     # line from  LEPRNOFD 115.00   (2) to BRKR  HENRETTA 115.00 
 4  34428     0  "1 "    0     # LOAD-DROP    CONTADNA 115.00  LOAD==7.60(5.70) 
 4  34429     0  "ss"    0     # LOAD-DROP    GWF_HEP  115.00  LOAD==3.00(0.68) 
 4  34521     0  "1 "    0     # LOAD-DROP    LEPRNOFD 115.00  LOAD==6.65(4.30) 
 3  34431     0  "1 "    0     # GEN-DROP    GWF_HEP1  13.80  GEN==50.00(21.27) 
 3  34433     0  "1 "    0     # GEN-DROP    GWF_HEP2  13.80  GEN==50.00(21.27) 
 0 
  #
  #
  # (229)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34426 34700  "1 "    0     # line from  ALPAUGH  115.00  BRKR to BRKR  SMYRNA   115.00 
 0 
  #
  #
  # (230)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34260  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   SJNO2     70.00 
 1  34260 34259  "1 "    0     # line from  SJNO2     70.00   (3) to (3)   NRTHFORK  70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 0 
  #
  #
  # (231)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34491  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   AUBRYTP   70.00 
 1  34491 34464  "1 "    0     # line from  AUBRYTP   70.00   (3) to BRKR  COPPRMNE  70.00 
 1  34491 34493  "1 "    0     # line from  AUBRYTP   70.00   (3) to (1)   AUBERRY   70.00 
 4  34493     0  "1 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==6.07(1.23) 
 4  34493     0  "2 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==7.15(1.45) 
 0 
  #
  #
  # (232)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34456 34458  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HARDWICK  70.00 
 1  34456 34522  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HNFRD SW  70.00 
 1  34456 34576  "1 "    0     # line from  HRDWK TP  70.00   (3) to BRKR  KNGLOBUS  70.00 
 4  34458     0  "1 "    0     # LOAD-DROP    HARDWICK  70.00  LOAD==12.86(2.61) 
 0 
  #
  #
  # (233)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34460 34462  "1 "    0     # line from  GUERNSEY  70.00  BRKR to (3)   GUR3TPT   70.00 
 1  34462 34542  "1 "    0     # line from  GUR3TPT   70.00   (3) to (2)   JCBSCRNR  70.00 
 1  34462 34554  "1 "    0     # line from  GUR3TPT   70.00   (3) to BRKR  AMSTG SW  70.00 
 1  34542 34540  "1 "    0     # line from  JCBSCRNR  70.00   (2) to BRKR  HENRITTA  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 4  34542     0  "1 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==12.05(2.45) 
 4  34542     0  "2 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==9.54(1.94) 
 0 
  #
  #
  # (234)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34478  "1 "    0     # line from  COPPRMNE  70.00  BRKR to BRKR  TVY VLLY  70.00 
 0 
  #
  #
  # (235)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34638  "1 "    0     # line from  COPPRMNE  70.00  BRKR to (2)   FRANTDM   70.00 
 2  34638 34636  "1 "    0     # TRAN from  FRANTDM   70.00   (2) to (1)   FRIANTDM   6.60 
 3  34636     0  "2 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==14.70(5.86) 
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 3  34636     0  "3 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==7.80(3.11) 
 3  34636     0  "4 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==2.30(0.92) 
 0 
  #
  #
  # (236)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34466 34482  "1 "    0     # line from  BIOLA     70.00  BRKR to BRKR  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (237)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34468 34482  "1 "    0     # line from  BOWLES    70.00   (1) to BRKR  OLDKERN   70.00 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (238)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34469 34271  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   WSTLDJCT  70.00 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34271 34172  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (2)   WESTLAND  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (239)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34473 34472  "1 "    0     # line from  SNJQTP    70.00   (2) to BRKR  SAN JOQN  70.00 
 1  34473 34475  "1 "    0     # line from  SNJQTP    70.00   (2) to (3)   AGRCJCT   70.00 
 1  34475 34476  "1 "    0     # line from  AGRCJCT   70.00   (3) to (2)   AGRICO    70.00 
 1  34475 34484  "1 "    0     # line from  AGRCJCT   70.00   (3) to BRKR  KERMAN    70.00 
 2  34476 34608  "1 "    0     # TRAN from  AGRICO    70.00   (2) to (1)   AGRICO    13.80 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 3  34608     0  "2 "    0     # GEN-DROP    AGRICO    13.80  GEN==7.00(1.08) 
 3  34608     0  "3 "    0     # GEN-DROP    AGRICO    13.80  GEN==18.10(2.80) 
 3  34608     0  "4 "    0     # GEN-DROP    AGRICO    13.80  GEN==26.00(4.02) 
 0 
  #
  #
  # (240)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34474 34556  "1 "    0     # line from  HELM      70.00  BRKR to BRKR  STRD JCT  70.00 
 0 
  #
  #
  # (241)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34478 34492  "1 "    0     # line from  TVY VLLY  70.00  BRKR to BRKR  REEDLEY   70.00 
 0 
  #
  #
  # (242)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34481  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   FRWWTAP   70.00 
 1  34481 34483  "1 "    0     # line from  FRWWTAP   70.00   (3) to (3)   FRESNOWW  70.00 
 1  34481 34483  "2 "    0     # line from  FRWWTAP   70.00   (3) to (3)   FRESNOWW  70.00 
 2  34483 34485  "1 "    0     # TRAN from  FRESNOWW  70.00   (3) to (1)   FRESNOWW  12.47 
 4  34485     0  "1 "    0     # LOAD-DROP    FRESNOWW  12.47  LOAD==7.91(0.00) 
 3  34485     0  "1 "    0     # GEN-DROP    FRESNOWW  12.47  GEN==9.00(0.00) 
 0 
  #
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  #
  # (243)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34482  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   OLDKERN   70.00 
 1  34482 34466  "1 "    0     # line from  OLDKERN   70.00  BRKR to BRKR  BIOLA     70.00 
 1  34482 34468  "1 "    0     # line from  OLDKERN   70.00  BRKR to (1)   BOWLES    70.00 
 4  34482     0  "1 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==18.75(3.81) 
 4  34482     0  "3 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==7.57(1.54) 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (244)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34512  "1 "    0     # line from  KEARNEY   70.00  BRKR to BRKR  CARUTHRS  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (245)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34487 34489  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   SNGRCOGN  70.00 
 1  34487 34490  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   PARLIER   70.00 
 1  34487 34488  "1 "    0     # line from  SNGRJCT   70.00   (3) to BRKR  SANGER    70.00 
 2  34489 34646  "1 "    0     # TRAN from  SNGRCOGN  70.00   (2) to (1)   SANGERCO   9.11 
 1  34490 34492  "1 "    0     # line from  PARLIER   70.00   (2) to BRKR  REEDLEY   70.00 
 4  34490     0  "1 "    0     # LOAD-DROP    PARLIER   70.00  LOAD==20.24(4.11) 
 3  34646     0  "1 "    0     # GEN-DROP    SANGERCO   9.11  GEN==37.50(1.40) 
 0 
  #
  #
  # (246)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34488 34366  "1 "    0     # line from  SANGER    70.00  BRKR to BRKR  SANGER   115.00 
 0 
  #
  #
  # (247)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34497  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   DNUBAJCT  70.00 
 1  34497 34499  "1 "    0     # line from  DNUBAJCT  70.00   (3) to (2)   DNUBAEGY  70.00 
 1  34497 34500  "1 "    0     # line from  DNUBAJCT  70.00   (3) to BRKR  DINUBA    70.00 
 2  34499 34648  "1 "    0     # TRAN from  DNUBAEGY  70.00   (2) to (1)   DINUBA E  13.80 
 4  34648     0  "ss"    0     # LOAD-DROP    DINUBA E  13.80  LOAD==0.30(0.26) 
 3  34648     0  "1 "    0     # GEN-DROP    DINUBA E  13.80  GEN==12.00(7.00) 
 0 
  #
  #
  # (248)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34526  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   ORSI JCT  70.00 
 1  34526 34495  "1 "    0     # line from  ORSI JCT  70.00   (3) to (2)   SANDCRK   70.00 
 1  34526 34502  "1 "    0     # line from  ORSI JCT  70.00   (3) to BRKR  OROSI     70.00 
 1  34495 34494  "1 "    0     # line from  SANDCRK   70.00   (2) to (1)   DUNLAP    70.00 
 4  34495     0  "1 "    0     # LOAD-DROP    SANDCRK   70.00  LOAD==3.14(0.64) 
 4  34494     0  "1 "    0     # LOAD-DROP    DUNLAP    70.00  LOAD==4.46(0.91) 
 0 
  #
  #
  # (249)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34496 34498  "1 "    0     # line from  STCRRL J  70.00   (3) to (1)   STONCRRL  70.00 
 1  34496 34500  "1 "    0     # line from  STCRRL J  70.00   (3) to BRKR  DINUBA    70.00 
 1  34496 34502  "1 "    0     # line from  STCRRL J  70.00   (3) to (2)   OROSI     70.00 
 1  34502 34526  "1 "    0     # line from  OROSI     70.00  BRKR to (1)   ORSI JCT  70.00 
 4  34498     0  "2 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==3.37(0.68) 
 4  34498     0  "3 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==2.68(0.54) 
 4  34502     0  "1 "    0     # LOAD-DROP    OROSI     70.00  LOAD==8.38(1.70) 
 4  34502     0  "2 "    0     # LOAD-DROP    OROSI     70.00  LOAD==7.43(1.51) 
 0 
  #
  #
  # (250)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34508 34510  "1 "    0     # line from  CAMDEN    70.00   (2) to (1)   CMDN JCT  70.00 
 1  34508 34576  "1 "    0     # line from  CAMDEN    70.00   (2) to BRKR  KNGLOBUS  70.00 
 4  34508     0  "1 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==6.87(1.40) 
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 4  34508     0  "2 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==10.90(2.22) 
 0 
  #
  #
  # (251)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34514 34540  "1 "    0     # line from  MUSLSLGH  70.00   (1) to BRKR  HENRITTA  70.00 
 4  34514     0  "1 "    0     # LOAD-DROP    MUSLSLGH  70.00  LOAD==22.00(13.60) 
 0 
  #
  #
  # (252)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (253)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34528 34530  "1 "    0     # line from  CORCORAN  70.00  BRKR to (3)   BSWLL TP  70.00 
 1  34530 34531  "1 "    0     # line from  BSWLL TP  70.00   (3) to (2)   JGBSWLL   70.00 
 1  34530 34538  "1 "    0     # line from  BSWLL TP  70.00   (3) to (1)   BOSWELL   70.00 
 1  34531 34536  "1 "    0     # line from  JGBSWLL   70.00   (2) to (1)   ANGIOLA   70.00 
 4  34538     0  "1 "    0     # LOAD-DROP    BOSWELL   70.00  LOAD==2.37(1.53) 
 4  34536     0  "1 "    0     # LOAD-DROP    ANGIOLA   70.00  LOAD==7.24(1.47) 
 0 
  #
  #
  # (254)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34532 34554  "1 "    0     # line from  ARMSTRNG  70.00   (1) to (4)   AMSTG SW  70.00 
 1  34554 34462  "1 "    0     # line from  AMSTG SW  70.00  BRKR to (1)   GUR3TPT   70.00 
 1  34554 34534  "1 "    0     # line from  AMSTG SW  70.00   (4) to (1)   RESERVE   70.00 
 2  34554 34650  "1 "    0     # TRAN from  AMSTG SW  70.00  BRKR to (1)   GWF-PWR.  13.80 
 4  34534     0  "1 "    0     # LOAD-DROP    RESERVE   70.00  LOAD==2.03(0.41) 
 3  34650     0  "1 "    0     # GEN-DROP    GWF-PWR.  13.80  GEN==23.00(12.00) 
 0 
  #
  #
  # (255)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34537 34540  "1 "    0     # line from  GWF_HENR  70.00   (3) to BRKR  HENRITTA  70.00 
 2  34537 34539  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT1   13.80 
 2  34537 34541  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT2   13.80 
 4  34539     0  "ss"    0     # LOAD-DROP    GWF_GT1   13.80  LOAD==1.10(0.25) 
 4  34541     0  "ss"    0     # LOAD-DROP    GWF_GT2   13.80  LOAD==1.10(0.25) 
 3  34539     0  "1 "    0     # GEN-DROP    GWF_GT1   13.80  GEN==50.00(2.92) 
 3  34541     0  "1 "    0     # GEN-DROP    GWF_GT2   13.80  GEN==50.00(2.92) 
 0 
  #
  #
  # (256)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34544 34550  "1 "    0     # line from  TLRE LKE  70.00  BRKR to (2)   CHEVPLIN  70.00 
 1  34550 34546  "1 "    0     # line from  CHEVPLIN  70.00   (2) to (2)   AVENAL    70.00 
 1  34546 34548  "1 "    0     # line from  AVENAL    70.00   (2) to BRKR  KETTLEMN  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 4  34550     0  "1 "    0     # LOAD-DROP    CHEVPLIN  70.00  LOAD==1.01(0.73) 
 4  34546     0  "1 "    0     # LOAD-DROP    AVENAL    70.00  LOAD==7.72(1.57) 
 0 
  #
  #
  # (257)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34548 34552  "1 "    0     # line from  KETTLEMN  70.00   (2) to BRKR  GATES     70.00 
 1  34548 34546  "1 "    0     # line from  KETTLEMN  70.00  BRKR to (1)   AVENAL    70.00 
 4  34548     0  "1 "    0     # LOAD-DROP    KETTLEMN  70.00  LOAD==6.32(1.29) 
 0 
  #
  #
  # (258)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (259)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "2 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (260)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.45(2.99) 
 0 
  #
  #
  # (261)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 0 
  #
  #
  # (262)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34564  "1 "    0     # line from  STRD JCT  70.00   (3) to BRKR  STROUD    70.00 
 1  34556 34474  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  HELM      70.00 
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (263)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron in this outage
 0 
  #
  #
  # (264)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34562 34566  "1 "    0     # line from  SCHLNDLR  70.00  BRKR to (2)   PLSNTVLY  70.00 
 1  34566 34570  "1 "    0     # line from  PLSNTVLY  70.00   (2) to BRKR  COLNGA 2  70.00 
 4  34566     0  "1 "    0     # LOAD-DROP    PLSNTVLY  70.00  LOAD==10.00(2.51) 
 0 
  #
  #
  # (265)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34570 34572  "1 "    0     # line from  COLNGA 2  70.00  BRKR to (3)   TORNADO   70.00 
 1  34572 34574  "1 "    0     # line from  TORNADO   70.00   (3) to BRKR  COLNGA 1  70.00 
 2  34572 34654  "1 "    0     # TRAN from  TORNADO   70.00   (3) to (1)   COLNGAGN   9.11 
 4  34572     0  "1 "    0     # LOAD-DROP    TORNADO   70.00  LOAD==1.74(1.44) 
 3  34654     0  "1 "    0     # GEN-DROP    COLNGAGN   9.11  GEN==34.00(5.40) 
 2  34570 34652  "1 "    0      # Must include Colinga2 - Chv.coal in this outage - modeled on bus,
 3  34652     0  "**"    0      # Drops units on Derrick Sub
 4  34652     0  "**"    0      # Drops load at Derrick Sub
 0 
  #
  #
  # (266)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  36354 34574  "1 "    0     # line from  SAN MIGL  70.00  BRKR to BRKR  COLNGA 1  70.00 
 0 
  #
  #
  # (267)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30882)  34412  34630 : 
 2  30835 34412  "1 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (268)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
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#      **** 3-WINDING TRANSFORMER  30835  (30883)  34412  34632 : 
 2  30835 34412  "2 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (269)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30876)  34370  34618 : 
 2  30875 34370  "1 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (270)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30877)  34370  34620 : 
 2  30875 34370  "2 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (271)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30878)  34370  34621 : 
 2  30875 34370  "3 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (272)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30881 34430  "3 "    0     # TRAN from  HENRIETA 230.00  BRKR to BRKR  HENRETTA 115.00 
 0 
  #
  #
  # (273)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30900  (34607)  30055  34606 : 
 2  30900 30055  "11"    0     # TRAN from  GATES    230.00  BRKR to (1)   GATES    500.00 
 0 
  #
  #
  # (274)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30900 30901  "1 "    0     # TRAN from  GATES    230.00  BRKR to (3)   GATES 1M 230.00 
 2  30901 34378  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to BRKR  GATES    115.00 
 2  30901 34622  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to (1)   GATES 1T  13.20 
 4 34378      0  "3 "    0      # Drop Gates Bank #3
 0 
  #
  #
  # (275)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34356 34344  "1 "    0     # TRAN from  KERCKHF1 115.00  BRKR to (1)   KERCKHOF   6.60 
 4  34344     0  "4 "    0     # LOAD-DROP    KERCKHOF   6.60  LOAD==3.24(0.66) 
 3  34344     0  "2 "    0     # GEN-DROP    KERCKHOF   6.60  GEN==6.80(-4.00) 
 0 
  #
  #
  # (276)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34366 34590  "1 "    0     # TRAN from  SANGER   115.00  BRKR to (2)   SANGR3T  115.00 
 2  34590 34488  "1 "    0     # TRAN from  SANGR3T  115.00   (2) to BRKR  SANGER    70.00 
 4  34590     0  "3 "    0     # LOAD-DROP    SANGR3T  115.00  LOAD==20.55(4.17) 
 0 
  #
  #
  # (277)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34418 34576  "2 "    0     # TRAN from  KINGSBRG 115.00  BRKR to BRKR  KNGLOBUS  70.00 
 0 
  #
  #
  # (278)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34474 30873  "1 "    0     # TRAN from  HELM      70.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (279)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
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 2  34480 30830  "2 "    0     # TRAN from  KEARNEY   70.00  BRKR to BRKR  KEARNEY  230.00 
 0 
  #
  #
  # (280)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "1 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (281)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "2 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (282)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34528 34420  "2 "    0     # TRAN from  CORCORAN  70.00  BRKR to BRKR  CORCORAN 115.00 
 1  34420 34391  "1 "    0      # Must include Corcoran - Quebec   (Corcoran CB 142) in this outage
 1  34420 34418  "2 "    0      # Must include Corcoran - Kingburg (Corcoran CB 162) in this outage
 1  34528 34460  "1 "    0      # Must include Corcorna - Guernsey (Corcoran CB  42) in this outage
 0 
  #
  #
  # (283)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "2 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (284)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "4 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (285)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34552 34378  "2 "    0     # TRAN from  GATES     70.00  BRKR to BRKR  GATES    115.00 
 0 
  #
  #
  # (286)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34562 34354  "1 "    0     # TRAN from  SCHLNDLR  70.00  BRKR to (3)   SCHINDLR 115.00 
 1  34354 34149  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   CHENYT   115.00 
 1  34354 34432  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   WESTLNDS 115.00 
 4  34354     0  "1 "    0     # LOAD-DROP    SCHINDLR 115.00  LOAD==11.22(2.28) 
 0 
  #
  #
  # (287)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34652 34570  "1 "    0     # TRAN from  CHV.COAL   9.11   (1) to BRKR  COLNGA 2  70.00 
 4  34652     0  "S1"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==5.12(2.48) 
 4  34652     0  "SG"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==0.94(0.46) 
 3  34652     0  "1 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==2.50(8.30) 
 3  34652     0  "2 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==8.00(4.00) 
 0 
  #
  #
  # (288)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34658 34452  "1 "    0     # TRAN from  WISHON     2.30   (1) to BRKR  WISHON    70.00 
 3  34658     0  "3 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 3  34658     0  "4 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 0 
  #
  #
  # (289)  B1 GENERATOR OUTAGE 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (290)  B1 GENERATOR OUTAGE 
  #
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 3  34344     0  "2"     0     # KERCKHOF   6.60       PGEN=6.80  QGEN=-4.00 
 0 
  #
  #
  # (291)  B1 GENERATOR OUTAGE 
  #
 3  34431     0  "1"     0     # GWF_HEP1  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (292)  B1 GENERATOR OUTAGE 
  #
 3  34433     0  "1"     0     # GWF_HEP2  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (293)  B1 GENERATOR OUTAGE 
  #
 3  34485     0  "1"     0     # FRESNOWW  12.47       PGEN=9.00  QGEN=0.00 
 0 
  #
  #
  # (294)  B1 GENERATOR OUTAGE 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (295)  B1 GENERATOR OUTAGE 
  #
 3  34541     0  "1"     0     # GWF_GT2   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (296)  B1 GENERATOR OUTAGE 
  #
 3  34553     0  "1"     0     # WHD_GAT2  13.80       PGEN=49.00  QGEN=-25.30 
 0 
  #
  #
  # (297)  B1 GENERATOR OUTAGE 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (298)  B1 GENERATOR OUTAGE 
  #
 3  34602     0  "1"     0     # HELMS 2   18.00       PGEN=404.00  QGEN=66.06 
 0 
  #
  #
  # (299)  B1 GENERATOR OUTAGE 
  #
 3  34604     0  "1"     0     # HELMS 3   18.00       PGEN=404.00  QGEN=66.12 
 0 
  #
  #
  # (300)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "2"     0     # AGRICO    13.80       PGEN=7.00  QGEN=1.64 
 0 
  #
  #
  # (301)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "3"     0     # AGRICO    13.80       PGEN=18.10  QGEN=4.24 
 0 
  #
  #
  # (302)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "4"     0     # AGRICO    13.80       PGEN=26.00  QGEN=6.09 
 0 
  #
  #
  # (303)  B1 GENERATOR OUTAGE 
  #
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 3  34610     0  "1"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (304)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "2"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (305)  B1 GENERATOR OUTAGE 
  #
 3  34612     0  "1"     0     # BLCH 2-2  13.80       PGEN=50.00  QGEN=9.61 
 0 
  #
  #
  # (306)  B1 GENERATOR OUTAGE 
  #
 3  34614     0  "1"     0     # BLCH 2-3  13.80       PGEN=50.00  QGEN=13.00 
 0 
  #
  #
  # (307)  B1 GENERATOR OUTAGE 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (308)  B1 GENERATOR OUTAGE 
  #
 3  34618     0  "1"     0     # MCCALL1T  13.20       PGEN=0.00  QGEN=36.40 
 0 
  #
  #
  # (309)  B1 GENERATOR OUTAGE 
  #
 3  34621     0  "1"     0     # MCCALL3T  13.20       PGEN=0.00  QGEN=4.85 
 0 
  #
  #
  # (310)  B1 GENERATOR OUTAGE 
  #
 3  34624     0  "1"     0     # BALCH 1   13.20       PGEN=27.00  QGEN=10.00 
 0 
  #
  #
  # (311)  B1 GENERATOR OUTAGE 
  #
 3  34630     0  "1"     0     # HERNDN1T  13.20       PGEN=0.00  QGEN=20.26 
 0 
  #
  #
  # (312)  B1 GENERATOR OUTAGE 
  #
 3  34632     0  "1"     0     # HERNDN2T  13.20       PGEN=0.00  QGEN=32.58 
 0 
  #
  #
  # (313)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (314)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "3"     0     # FRIANTDM   6.60       PGEN=7.80  QGEN=3.26 
 0 
  #
  #
  # (315)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "4"     0     # FRIANTDM   6.60       PGEN=2.30  QGEN=0.96 
 0 
  #
  #
  # (316)  B1 GENERATOR OUTAGE 
  #
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 3  34640     0  "1"     0     # ULTR.PWR   9.11       PGEN=14.50  QGEN=13.00 
 0 
  #
  #
  # (317)  B1 GENERATOR OUTAGE 
  #
 3  34642     0  "1"     0     # KINGSBUR   9.11       PGEN=34.00  QGEN=17.30 
 0 
  #
  #
  # (318)  B1 GENERATOR OUTAGE 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (319)  B1 GENERATOR OUTAGE 
  #
 3  34648     0  "1"     0     # DINUBA E  13.80       PGEN=12.00  QGEN=7.00 
 0 
  #
  #
  # (320)  B1 GENERATOR OUTAGE 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (321)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=2.50  QGEN=8.30 
 0 
  #
  #
  # (322)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "2"     0     # CHV.COAL   9.11       PGEN=8.00  QGEN=4.00 
 0 
  #
  #
  # (323)  B1 GENERATOR OUTAGE 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.00  QGEN=-3.48 
 0 
  #
  #
  # (324)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "3"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (325)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "4"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (326)  B1 GENERATOR OUTAGE 
  #
 3  34671     0  "1"     0     # KRCDPCT1  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (327)  B1 GENERATOR OUTAGE 
  #
 3  34672     0  "1"     0     # KRCDPCT2  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (328)  B1 GENERATOR OUTAGE 
  #
 3  38720     0  "1"     0     # PINE FLT  13.80       PGEN=57.00  QGEN=23.30 
 0 
  #
  #
  # (329)  B1 GENERATOR OUTAGE 
  # post-project outage 
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 3  34685     0  "1"     0     # Q128CT1  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (330)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34686     0  "1"     0     # Q128CT2  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (331)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34687     0  "1"     0     # Q128STG  16.50       PGEN=193.00  QGEN=35.57 
 0 
  #
  #
  # (332)  L-1/G-1 OVERLAPPING OUTAGE 
  # Smyrna - Semitropic - Midway 115 kV Line and Exchequer 
 1  34700 34708  "1 "    0     # line from  SMYRNA   115.00  BRKR to (2)   MCKIBBEN 115.00 
 1  34708 34742  "1 "    0     # line from  MCKIBBEN 115.00   (2) to (2)   SEMITRPJ 115.00 
 1  34742 34746  "1 "    0     # line from  SEMITRPJ 115.00   (2) to (2)   GANSO    115.00 
 1  34746 34774  "1 "    0     # line from  GANSO    115.00   (2) to BRKR  MIDWAY   115.00 
 4  34746     0  "1 "    0     # LOAD-DROP    GANSO    115.00  LOAD==5.34(1.22) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=89.95  QGEN=18.49 
 0 
  #
  #
  # (333)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Chevron Coalinga Unit 1 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (334)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Chevron Coalinga Unit 1 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (335)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Coalinga Cogen 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (336)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Coalinga Cogen 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (337)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Coppermine 70 kV Line and Friant PP Unit 2 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34262 34256  "1 "    0     # line from  CASSIDY   70.00   (2) to BRKR  BORDEN    70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
  #
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 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (338)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Hanford 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (339)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Henrietta Unit 1 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  # 
  # (340)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Sanger Cogen 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (341)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Kings River Power House 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (342)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Exchequer 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (343)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Exchequer sumop outage 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (344)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Exchequer sumop outage 
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (345)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Exchequer
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 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (346)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Exchequer
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (347)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Exchequer
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (348)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Exchequer sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (349)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Exchequer sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (350)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Exchequer
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (351)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Exchequer
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
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  #
  #
  # (352)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Exchequer
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (353)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Exchequer
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (354)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Exchequer
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (355)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Exchequer
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (356)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Exchequer
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (357)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Exchequer
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (358)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Kerckhoff 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (359)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Kerckhoff sumop outage 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (360)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Kerckhoff sumop outage 
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line sumop
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 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (361)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Kerckhoff
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (362)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Kerckhoff
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (363)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Kerckhoff
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (364)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Kerckhoff sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (365)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Kerckhoff sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (366)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Kerckhoff
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (367)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Kerckhoff
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
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 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (368)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Kerckhoff
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (369)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Kerckhoff
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (370)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Kerckhoff
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (371)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Kerckhoff
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (372)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Kerckhoff
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (373)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Kerckhoff
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (374)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Helms Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (375)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Helms Unit 1 sumop outage 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
  #
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 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (376)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Helms Unit 1 sumop outage 
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (377)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Helms Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (378)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Helms Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (379)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Helms Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (380)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Helms Unit 1 sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (381)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Helms Unit 1 sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (382)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Helms Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
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 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (383)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Helms Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (384)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Helms Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (385)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Helms Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (386)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Helms Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (387)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Helms Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (388)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Helms Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (389)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Helms Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (390)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Melones Unit 1 sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
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  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (391)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Melones Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (392)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Melones Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (393)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Melones Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (394)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Melones Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (395)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Melones Unit 1 sumop outage 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (396)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Melones Unit 1 sumop outage 
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (397)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Melones Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (398)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Melones Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (399)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Melones Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
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 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (400)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Melones Unit 1 sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (401)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Melones Unit 1 sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (402)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Melones Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (403)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Melones Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (404)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Melones Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (405)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Melones Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
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  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (406)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Melones Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (407)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Melones Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (408)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Melones Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (409)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Melones Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 winpk category b contingency list 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 winpk category b contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (2)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (3)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (4)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (5)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (6)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (7)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (8)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (10)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30793  "1 "    0     # line from  PANOCHE  230.00  BRKR to (3)   PANO_EC  230.00 
 2  30793 34326  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS1  13.80 
 2  30793 34327  "1 "    0     # TRAN from  PANO_EC  230.00   (3) to (1)   PANO_BS2  13.80 
 4  34326     0  "ss"    0     # LOAD-DROP    PANO_BS1  13.80  LOAD==4.50(2.49) 
 4  34327     0  "ss"    0     # LOAD-DROP    PANO_BS2  13.80  LOAD==4.50(2.49) 
 3  34326     0  "1 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34326     0  "2 "    0     # GEN-DROP    PANO_BS1  13.80  GEN==102.50(20.25) 
 3  34327     0  "3 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 3  34327     0  "4 "    0     # GEN-DROP    PANO_BS2  13.80  GEN==102.50(20.25) 
 0 
  #
  #
  # (11)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (12)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (13)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (14)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (15)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
 0 
  #
  #
  # (16)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (17)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
 0 
  #
  #
  # (18)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34017 34010  "1 "    0     # line from  CRWS LDG  60.00   (1) to (3)   CRWS LDJ  60.00 
 1  34010 34006  "1 "    0     # line from  CRWS LDJ  60.00   (3) to BRKR  PATTERSN  60.00 
 1  34010 34012  "1 "    0     # line from  CRWS LDJ  60.00   (3) to (2)   GUSTN JT  60.00 
 1  34012 34014  "1 "    0     # line from  GUSTN JT  60.00   (2) to BRKR  NEWMAN    60.00 
 4  34017     0  "1 "    0     # LOAD-DROP    CRWS LDG  60.00  LOAD==3.73(0.17) 
 1  34016 34017  "1 "    1      # Switches in Crows Landing SW 57 to transfer load
 4  34017     0  "**"    1      # Restore Load at Crows Landing
 0 
  #
  #
  # (19)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
 0 
  #
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  #
  # (20)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (21)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
 0 
  #
  #
  # (22)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (23)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
 0 
  #
  #
  # (24)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
 0 
  #
  #
  # (25)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34134  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  WILSON A 115.00 
 0 
  #
  #
  # (26)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
 0 
  #
  #
  # (27)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
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 0 
  #
  #
  # (28)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
 0 
  #
  #
  # (29)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34136  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  WILSON B 115.00 
 0 
  #
  #
  # (30)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (31)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (32)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34136 34144  "2 "    0     # line from  WILSON B 115.00  BRKR to BRKR  MERCED   115.00 
 0 
  #
  #
  # (33)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (34)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
 0 
  #
  #
  # (35)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
 0 
  #
  #
  # (36)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34189  "1 "    0     # line from  PANOCHE  115.00  BRKR to (3)   STARWOOD 115.00 
 2  34189 34328  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT1   13.80 
 2  34189 34329  "1 "    0     # TRAN from  STARWOOD 115.00   (3) to (1)   STARGT2   13.80 
 4  34328     0  "ss"    0     # LOAD-DROP    STARGT1   13.80  LOAD==1.00(0.55) 
 4  34329     0  "ss"    0     # LOAD-DROP    STARGT2   13.80  LOAD==1.00(0.55) 
 3  34328     0  "1 "    0     # GEN-DROP    STARGT1   13.80  GEN==60.94(9.59) 
 3  34329     0  "2 "    0     # GEN-DROP    STARGT2   13.80  GEN==60.94(9.59) 
 0 
  #
  #
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  # (37)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
 0 
  #
  #
  # (38)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34159 34158  "1 "    0     # line from  PANOCHEJ 115.00   (3) to BRKR  PANOCHE  115.00 
 1  34159 34160  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (2)   HAMMONDS 115.00 
 1  34159 34180  "1 "    0     # line from  PANOCHEJ 115.00   (3) to (3)   OXFRDJCT 115.00 
 1  34160 34161  "1 "    0     # line from  HAMMONDS 115.00   (2) to (3)   DFSTP    115.00 
 1  34161 34162  "1 "    0     # line from  DFSTP    115.00   (3) to BRKR  ORO LOMA 115.00 
 1  34161 34164  "1 "    0     # line from  DFSTP    115.00   (3) to (1)   DFS      115.00 
 1  34180 34166  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (1)   OXFORD   115.00 
 1  34180 34181  "1 "    0     # line from  OXFRDJCT 115.00   (3) to (3)   WSTLDJCT 115.00 
 1  34181 34182  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (1)   WSTLD1RA 115.00 
 1  34181 34183  "1 "    0     # line from  WSTLDJCT 115.00   (3) to (3)   LUISJCT  115.00 
 1  34183 34163  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#3  115.00 
 1  34183 34165  "1 "    0     # line from  LUISJCT  115.00   (3) to (1)   LUIS_#5  115.00 
 4  34160     0  "1 "    0     # LOAD-DROP    HAMMONDS 115.00  LOAD==10.00(2.03) 
 4  34164     0  "1 "    0     # LOAD-DROP    DFS      115.00  LOAD==1.37(1.06) 
 4  34166     0  "1 "    0     # LOAD-DROP    OXFORD   115.00  LOAD==3.87(1.76) 
 4  34182     0  "1 "    0     # LOAD-DROP    WSTLD1RA 115.00  LOAD==2.98(0.71) 
 4  34163     0  "1 "    0     # LOAD-DROP    LUIS_#3  115.00  LOAD==3.30(0.78) 
 4  34165     0  "1 "    0     # LOAD-DROP    LUIS_#5  115.00  LOAD==3.40(0.81) 
 0 
  #
  #
  # (39)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34172 34271  "1 "    0     # line from  WESTLAND  70.00   (2) to (3)   WSTLDJCT  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34271 34469  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   GFFNJCT   70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (40)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34218  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   DOS PALS  70.00 
 1  34218 34216  "1 "    0     # line from  DOS PALS  70.00   (2) to BRKR  SNTA RTA  70.00 
 4  34218     0  "1 "    0     # LOAD-DROP    DOS PALS  70.00  LOAD==10.29(2.09) 
 0 
  #
  #
  # (41)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
 0 
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  #
  #
  # (42)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34200 34234  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (2)   POSO J1   70.00 
 1  34234 34266  "1 "    0     # line from  POSO J1   70.00   (2) to (2)   FIREBAGH  70.00 
 1  34266 34267  "1 "    0     # line from  FIREBAGH  70.00   (2) to (2)   TOMATAK   70.00 
 1  34267 34268  "1 "    0     # line from  TOMATAK   70.00   (2) to BRKR  MENDOTA   70.00 
 4  34266     0  "1 "    0     # LOAD-DROP    FIREBAGH  70.00  LOAD==11.13(2.26) 
 4  34267     0  "1 "    0     # LOAD-DROP    TOMATAK   70.00  LOAD==6.40(4.97) 
 0 
  #
  #
  # (43)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34203  "1 "    0     # line from  MERCED    70.00  BRKR to (3)   ELNIDOTP  70.00 
 1  34203 34205  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (2)   ELNIDO    70.00 
 1  34203 34236  "1 "    0     # line from  ELNIDOTP  70.00   (3) to (1)   POSO J2   70.00 
 2  34205 34330  "1 "    0     # TRAN from  ELNIDO    70.00   (2) to (1)   ELNIDO    13.80 
 4  34330     0  "ss"    0     # LOAD-DROP    ELNIDO    13.80  LOAD==2.00(1.11) 
 3  34330     0  "1 "    0     # GEN-DROP    ELNIDO    13.80  GEN==12.50(5.69) 
 0 
  #
  #
  # (44)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34202 34230  "1 "    0     # line from  MERCED    70.00  BRKR to BRKR  MRCDFLLS  70.00 
 0 
  #
  #
  # (45)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34204 34212  "1 "    0     # line from  LIVNGSTN  70.00   (1) to (3)   LVNGSTNT  70.00 
 1  34212 34206  "1 "    0     # line from  LVNGSTNT  70.00   (3) to BRKR  CANAL     70.00 
 1  34212 34210  "1 "    0     # line from  LVNGSTNT  70.00   (3) to (2)   SNTA NLA  70.00 
 1  34210 34208  "1 "    0     # line from  SNTA NLA  70.00   (2) to (2)   CHEVPIPE  70.00 
 1  34208 34214  "1 "    0     # line from  CHEVPIPE  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34204     0  "2 "    0     # LOAD-DROP    LIVNGSTN  70.00  LOAD==5.51(1.12) 
 4  34210     0  "1 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==6.75(1.37) 
 4  34210     0  "2 "    0     # LOAD-DROP    SNTA NLA  70.00  LOAD==9.50(1.93) 
 4  34208     0  "1 "    0     # LOAD-DROP    CHEVPIPE  70.00  LOAD==0.63(0.42) 
 0 
  #
  #
  # (46)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34206 34216  "1 "    0     # line from  CANAL     70.00  BRKR to BRKR  SNTA RTA  70.00 
 0 
  #
  #
  # (47)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34278  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   PCHCO PP  70.00 
 1  34278 34280  "1 "    0     # line from  PCHCO PP  70.00   (2) to (2)   INTL TUR  70.00 
 2  34280 34342  "1 "    0     # TRAN from  INTL TUR  70.00   (2) to (1)   INT.TURB   9.11 
 4  34278     0  "1 "    0     # LOAD-DROP    PCHCO PP  70.00  LOAD==18.00(4.10) 
 3  34342     0  "1 "    0     # GEN-DROP    INT.TURB   9.11  GEN==1.10(0.00) 
 0 
  #
  #
  # (48)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34214 34282  "1 "    0     # line from  LOS BANS  70.00  BRKR to (2)   ONLL PMP  69.00 
 2  34282 34316  "1 "    0     # TRAN from  ONLL PMP  69.00   (2) to (1)   ONEILPMP   9.11 
 4  34282     0  "1 "    0     # LOAD-DROP    ONLL PMP  69.00  LOAD==6.00(1.20) 
 3  34316     0  "1 "    0     # GEN-DROP    ONEILPMP   9.11  GEN==0.50(0.00) 
 0 
  #
  #
  # (49)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34228 34232  "1 "    0     # line from  MARIPOS2  70.00   (1) to BRKR  EXCHEQUR  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
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  #
  # (50)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (2)   BER VLLY  70.00 
 1  34242 34244  "1 "    0     # line from  BER VLLY  70.00   (2) to (2)   BRCEBG J  70.00 
 1  34244 34246  "1 "    0     # line from  BRCEBG J  70.00   (2) to (3)   SAXONCRK  70.00 
 1  34246 34248  "1 "    0     # line from  SAXONCRK  70.00   (3) to (2)   INDN FLT  70.00 
 2  34246 34346  "1 "    0     # TRAN from  SAXONCRK  70.00   (3) to (1)   SAXNCK L   4.16 
 1  34248 34250  "1 "    0     # line from  INDN FLT  70.00   (2) to (1)   YOSEMITE  70.00 
 4  34242     0  "1 "    0     # LOAD-DROP    BER VLLY  70.00  LOAD==5.91(1.20) 
 4  34246     0  "1 "    0     # LOAD-DROP    SAXONCRK  70.00  LOAD==0.03(0.02) 
 4  34248     0  "1 "    0     # LOAD-DROP    INDN FLT  70.00  LOAD==2.02(0.41) 
 4  34250     0  "1 "    0     # LOAD-DROP    YOSEMITE  70.00  LOAD==2.90(0.00) 
 0 
  #
  #
  # (51)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
 0 
  #
  #
  # (52)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "1 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (53)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34252 34256  "2 "    0     # line from  MADERA    70.00  BRKR to BRKR  BORDEN    70.00 
 0 
  #
  #
  # (54)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34240  "1 "    0     # line from  BORDEN    70.00  BRKR to BRKR  GLASS     70.00 
 0 
  #
  #
  # (55)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34256 34262  "1 "    0     # line from  BORDEN    70.00  BRKR to (2)   CASSIDY   70.00 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
 0 
  #
  #
  # (56)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 1  34259 34260  "1 "    0     # line from  NRTHFORK  70.00   (3) to (3)   SJNO2     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 1  34260 34452  "1 "    0     # line from  SJNO2     70.00   (3) to BRKR  WISHON    70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 0 
  #
  #
  # (57)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
 0 
  #
  #
  # (58)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Melones - Wilson line
 0 
  #
  #
  # (59)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (60)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30765  (30069)  30050  34302 : 
 2  30765 30050  "1 "    0     # TRAN from  LOSBANOS 230.00  BRKR to (1)   LOSBANOS 500.00 
 0 
  #
  #
  # (61)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30790  (30791)  34158  34310 : 
 2  30790 34158  "1 "    0     # TRAN from  PANOCHE  230.00  BRKR to (1)   PANOCHE  115.00 
 0 
  #
  #
  # (62)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30790 34158  "2 "    0     # TRAN from  PANOCHE  230.00  BRKR to BRKR  PANOCHE  115.00 
 0 
  #
  #
  # (63)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34112  (34176)  34232  34306 : 
 2  34112 34232  "1 "    0     # TRAN from  EXCHEQUR 115.00  BRKR to (4)   EXCHEQUR  70.00 
 1  34232 34228  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MARIPOS2  70.00 
 1  34232 34242  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   BER VLLY  70.00 
 1  34232 34321  "1 "    0     # line from  EXCHEQUR  70.00  BRKR to (1)   MCSWAINJ  70.00 
 4  34228     0  "1 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.01(1.83) 
 4  34228     0  "2 "    0     # LOAD-DROP    MARIPOS2  70.00  LOAD==9.37(1.90) 
 1  34228 34244  "1 "    1      # Switches in Mariposa SW 39 to transfer load
 4  34228     0  "**"    1      # Restore Load at Mariposa
 0 
  #
  #
  # (64)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34134 30800  "1 "    0     # TRAN from  WILSON A 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (65)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34136 30800  "2 "    0     # TRAN from  WILSON B 115.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (66)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  34144  (34146)  34202  34312 : 
 2  34144 34202  "2 "    0     # TRAN from  MERCED   115.00  BRKR to (1)   MERCED    70.00 
 0 
  #
  #
  # (67)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34200 34162  "2 "    0     # TRAN from  ORO LOMA  70.00  BRKR to (3)   ORO LOMA 115.00 
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 1  34162 34161  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   DFSTP    115.00 
 1  34162 34168  "1 "    0     # line from  ORO LOMA 115.00  BRKR to (1)   EL NIDO  115.00 
 0 
  #
  #
  # (68)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "3 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (69)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34214 30765  "4 "    0     # TRAN from  LOS BANS  70.00  BRKR to BRKR  LOSBANOS 230.00 
 0 
  #
  #
  # (70)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "1 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (71)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34256 30805  "2 "    0     # TRAN from  BORDEN    70.00  BRKR to BRKR  BORDEN   230.00 
 0 
  #
  #
  # (72)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34268 34156  "1 "    0     # TRAN from  MENDOTA   70.00  BRKR to (3)   MENDOTA  115.00 
 1  34156 34178  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   MADERAPR 115.00 
 1  34156 34157  "1 "    0     # line from  MENDOTA  115.00  BRKR to (1)   PANOCHET 115.00 
 4  34156     0  "1 "    0     # LOAD-DROP    MENDOTA  115.00  LOAD==24.55(4.99) 
 0 
  #
  #
  # (73)  B1 GENERATOR OUTAGE 
  #
 3  34142     0  "1"     0     # WHD_PAN2  13.80       PGEN=49.00  QGEN=-22.43 
 0 
  #
  #
  # (74)  B1 GENERATOR OUTAGE 
  #
 3  34179     0  "1"     0     # MADERA_G  13.80       PGEN=28.60  QGEN=3.67 
 0 
  #
  #
  # (75)  B1 GENERATOR OUTAGE 
  #
 3  34186     0  "1"     0     # DG_PAN1   13.80       PGEN=49.00  QGEN=-17.22 
 0 
  #
  #
  # (76)  B1 GENERATOR OUTAGE 
  #
 3  34301     0  "1"     0     # CHOWCOGN  13.80       PGEN=50.00  QGEN=0.72 
 0 
  #
  #
  # (77)  B1 GENERATOR OUTAGE 
  #
 3  34305     0  "1"     0     # CHWCHLA2  13.80       PGEN=12.50  QGEN=7.35 
 0 
  #
  #
  # (78)  B1 GENERATOR OUTAGE 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (79)  B1 GENERATOR OUTAGE 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
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  #
  #
  # (80)  B1 GENERATOR OUTAGE 
  #
 3  34320     0  "1"     0     # MCSWAIN    9.11       PGEN=10.00  QGEN=0.00 
 0 
  #
  #
  # (81)  B1 GENERATOR OUTAGE 
  #
 3  34322     0  "1"     0     # MERCEDFL   9.11       PGEN=3.50  QGEN=2.00 
 0 
  #
  #
  # (82)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "1"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (83)  B1 GENERATOR OUTAGE 
  #
 3  34326     0  "2"     0     # PANO_BS1  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (84)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "3"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (85)  B1 GENERATOR OUTAGE 
  #
 3  34327     0  "4"     0     # PANO_BS2  13.80       PGEN=102.50  QGEN=25.42 
 0 
  #
  #
  # (86)  B1 GENERATOR OUTAGE 
  #
 3  34328     0  "1"     0     # STARGT1   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (87)  B1 GENERATOR OUTAGE 
  #
 3  34329     0  "2"     0     # STARGT2   13.80       PGEN=60.94  QGEN=13.94 
 0 
  #
  #
  # (88)  B1 GENERATOR OUTAGE 
  #
 3  34330     0  "1"     0     # ELNIDO    13.80       PGEN=12.50  QGEN=4.15 
 0 
  #
  #
  # (89)  B1 GENERATOR OUTAGE 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=3.80  QGEN=5.40 
 0 
  #
  #
  # (90)  B1 GENERATOR OUTAGE 
  #
 3  34334     0  "1"     0     # BIO PWR    9.11       PGEN=21.80  QGEN=8.92 
 0 
  #
  #
  # (91)  B1 GENERATOR OUTAGE 
  #
 3  34342     0  "1"     0     # INT.TURB   9.11       PGEN=1.10  QGEN=0.00 
 0 
  #
  #
  # (92)  B1 GENERATOR OUTAGE 
  #
 3  34631     0  "1"     0     # SJ2GEN     9.11       PGEN=2.00  QGEN=0.00 
 0 
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  #
  #
  # (93)  B1 GENERATOR OUTAGE 
  #
 3  34633     0  "1"     0     # SJ3GEN     9.11       PGEN=1.00  QGEN=0.00 
 0 
  #
  #
  # (94)  B CAPACITOR OUTAGE
  #
 6  30765     0  "v"     0     # LOSBANOS  230.0  SVD 
 0 
  #
  #
  # (95)  B CAPACITOR OUTAGE
  #
 6  30796     0  "v"     0     # STOREY 1  230.0  SVD 
 0 
  #
  #
  # (96)  B CAPACITOR OUTAGE
  #
 6  34134     0  "v"     0     # WILSON A  115.0  SVD 
 0 
  #
  #
  # (97)  B CAPACITOR OUTAGE
  #
 6  34252     0  "v"     0     # MADERA     70.0  SVD 
 0 
  #
  #
  # (98)  B CAPACITOR OUTAGE
  #
 6  34302     0  "v"     0     # L.BANS T   13.8  SVD 
 0 
  #
  #
  # (99)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Chowchilla 115 kV Line and Exchequer 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (100)  L-1/G-1 OVERLAPPING OUTAGE 
  # Chowchilla - Kerckhoff #2 115 kV Line and Exchequer 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34105 34121  "1 "    0     # line from  CERTANJ1 115.00   (2) to (3)   SHARON T 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34121 34128  "1 "    0     # line from  SHARON T 115.00   (3) to (3)   OAKH_JCT 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34128 34123  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   K1-JCT   115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
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  # (101)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and Exchequer 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (102)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - Merced 115 kV Line and Exchequer 
 1  34104 34108  "1 "    0     # line from  ATWATER  115.00  BRKR to (3)   CRESEY T 115.00 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (1)   ATWATR J 115.00 
 1  34108 34114  "1 "    0     # line from  CRESEY T 115.00   (3) to (3)   JRWD GEN 115.00 
 1  34114 34124  "1 "    0     # line from  JRWD GEN 115.00   (3) to (2)   JR WOOD  115.00 
 2  34114 34332  "1 "    0     # TRAN from  JRWD GEN 115.00   (3) to (1)   JRWCOGEN   9.11 
 1  34124 34140  "1 "    0     # line from  JR WOOD  115.00   (2) to (1)   CRESSEY  115.00 
 4  34124     0  "1 "    0     # LOAD-DROP    JR WOOD  115.00  LOAD==11.70(10.32) 
 4  34140     0  "1 "    0     # LOAD-DROP    CRESSEY  115.00  LOAD==19.02(3.86) 
 3  34332     0  "1 "    0     # GEN-DROP    JRWCOGEN   9.11  GEN==3.80(5.40) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (103)  L-1/G-1 OVERLAPPING OUTAGE 
  # Cressy Tap 115 kV Line and Exchequer 
 1  34108 34110  "1 "    0     # line from  CRESEY T 115.00  BRKR to (3)   ATWATR J 115.00 
 1  34110 34130  "1 "    0     # line from  ATWATR J 115.00   (3) to (2)   LIVNGSTN 115.00 
 1  34110 34144  "1 "    0     # line from  ATWATR J 115.00   (3) to BRKR  MERCED   115.00 
 1  34130 34132  "1 "    0     # line from  LIVNGSTN 115.00   (2) to (1)   GALLO    115.00 
 4  34130     0  "3 "    0     # LOAD-DROP    LIVNGSTN 115.00  LOAD==24.58(5.00) 
 4  34132     0  "1 "    0     # LOAD-DROP    GALLO    115.00  LOAD==4.30(3.68) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (104)  L-1/G-1 OVERLAPPING OUTAGE 
  # Le Grand - Dairyland 115 kV Line and Exchequer 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (105)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Oro Loma 115 kV Line and Exchequer 
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (106)  L-1/G-1 OVERLAPPING OUTAGE 
  # El Capitan - Wilson 115 kV Line and Exchequer 
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (107)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dairyland - Mendota 115 kV Line and Exchequer 
 1  34150 34154  "1 "    0     # line from  NEWHALL  115.00   (2) to BRKR  DAIRYLND 115.00 
 1  34150 34178  "1 "    0     # line from  NEWHALL  115.00   (2) to (3)   MADERAPR 115.00 
 1  34178 34156  "1 "    0     # line from  MADERAPR 115.00   (3) to BRKR  MENDOTA  115.00 
 2  34178 34179  "1 "    0     # TRAN from  MADERAPR 115.00   (3) to (1)   MADERA_G  13.80 
 4  34150     0  "2 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==8.55(1.73) 
 4  34150     0  "3 "    0     # LOAD-DROP    NEWHALL  115.00  LOAD==10.62(2.16) 
 4  34179     0  "ss"    0     # LOAD-DROP    MADERA_G  13.80  LOAD==3.60(0.85) 
 3  34179     0  "1 "    0     # GEN-DROP    MADERA_G  13.80  GEN==28.60(6.34) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
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 0 
  #
  #
  # (108)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Mendota 115 kV Line and Exchequer 
 1  34157 34156  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  MENDOTA  115.00 
 1  34157 34158  "1 "    0     # line from  PANOCHET 115.00   (2) to BRKR  PANOCHE  115.00 
 3  34186     0  "1 "    0     # DG_PAN Unit trips for Panoche - Mendota 115 kV outage 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (109)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Exchequer 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (110)  L-1/G-1 OVERLAPPING OUTAGE 
  # Merced Falls - Exchequer 70 kV Line and Exchequer 
 1  34321 34226  "1 "    0     # line from  MCSWAINJ  70.00   (3) to (2)   MC SWAIN  70.00 
 1  34321 34230  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  MRCDFLLS  70.00 
 1  34321 34232  "1 "    0     # line from  MCSWAINJ  70.00   (3) to BRKR  EXCHEQUR  70.00 
 2  34226 34320  "1 "    0     # TRAN from  MC SWAIN  70.00   (2) to (1)   MCSWAIN    9.11 
 3  34320     0  "1 "    0     # GEN-DROP    MCSWAIN    9.11  GEN==10.00(2.00) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (111)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Exchequer 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (112)  L-1/G-1 OVERLAPPING OUTAGE 
  # Atwater - El Capitan 115 kV Line and JR Wood Cogen 
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (113)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Atwater #2 115 kV Line and JR Wood Cogen 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 3  34332     0  "1"     0     # JRWCOGEN   9.11       PGEN=4.00  QGEN=5.40 
 0 
  #
  #
  # (114)  L-1/G-1 OVERLAPPING OUTAGE 



APPENDIX B – ISO CATEGORY B WINTER PEAK AUTOCON INPUT FILE 

APPENDIX B - 156 

  # Le Grand - Chowchilla 115 kV Line and Kerckhoff 
 1  34100 34101  "1 "    0     # line from  CHWCHLLA 115.00  BRKR to (3)   CERTAN T 115.00 
 1  34101 34116  "1 "    0     # line from  CERTAN T 115.00   (3) to BRKR  LE GRAND 115.00 
 1  34101 34107  "1 "    0     # line from  CERTAN T 115.00   (3) to (2)   CERTANJ2 115.00 
 1  34107 34103  "1 "    0     # line from  CERTANJ2 115.00   (2) to (3)   CHWCGNJT 115.00 
 1  34103 34102  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (1)   CERTTEED 115.00 
 1  34103 34109  "1 "    0     # line from  CHWCGNJT 115.00   (3) to (3)   CHWCGN   115.00 
 1  34109 34111  "1 "    0     # line from  CHWCGN   115.00   (3) to (2)   CHWCHLA2 115.00 
 2  34109 34301  "1 "    0     # TRAN from  CHWCGN   115.00   (3) to (1)   CHOWCOGN  13.80 
 2  34111 34305  "1 "    0     # TRAN from  CHWCHLA2 115.00   (2) to (1)   CHWCHLA2  13.80 
 4  34102     0  "1 "    0     # LOAD-DROP    CERTTEED 115.00  LOAD==9.94(6.94) 
 4  34305     0  "ss"    0     # LOAD-DROP    CHWCHLA2  13.80  LOAD==2.00(1.11) 
 3  34301     0  "1 "    0     # GEN-DROP    CHOWCOGN  13.80  GEN==50.00(4.33) 
 3  34305     0  "1 "    0     # GEN-DROP    CHWCHLA2  13.80  GEN==12.50(7.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (115)  L-1/G-1 OVERLAPPING OUTAGE 
  # Exchequer - Le Grand 115 kV Line and Kerckhoff 
 1  34112 34116  "1 "    0     # line from  EXCHEQUR 115.00  BRKR to BRKR  LE GRAND 115.00 
 3  34306     0  "1 "    0      # Exchequer Unit will trip for this outage
 4  34228     0  "**"    0      # Mariposa Loads will drop if bus is below 64 kV, this is anticipate 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (116)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # Le Grand - Dairyland 115 kV Line and Kerckhoff 
 1  34116 34154  "1 "    0     # line from  LE GRAND 115.00  BRKR to BRKR  DAIRYLND 115.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (117)  L-1/G-1 OVERLAPPING OUTAGE 
  # Glass - Biola - Madera 70 kV Line and Kerckhoff 
 1  34237 34255  "1 "    0     # line from  CANANDGA  70.00   (2) to (3)   TRIGO J   70.00 
 1  34237 34240  "1 "    0     # line from  CANANDGA  70.00   (2) to BRKR  GLASS     70.00 
 1  34255 34238  "1 "    0     # line from  TRIGO J   70.00   (3) to BRKR  BONITA    70.00 
 1  34255 34254  "1 "    0     # line from  TRIGO J   70.00   (3) to (3)   TRIGO     70.00 
 1  34254 34252  "1 "    0     # line from  TRIGO     70.00   (3) to BRKR  MADERA    70.00 
 1  34254 34264  "1 "    0     # line from  TRIGO     70.00   (3) to (1)   EL PECO   70.00 
 4  34237     0  "1 "    0     # LOAD-DROP    CANANDGA  70.00  LOAD==7.60(5.70) 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 4  34264     0  "1 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==9.86(2.01) 
 4  34264     0  "2 "    0     # LOAD-DROP    EL PECO   70.00  LOAD==7.26(1.48) 
 1  34238 34236  "1 "    1      # Switches in Bonita SW23 to transfer load
 4  34238     0  "1 "    1      # Restore Load at Bonita
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (118)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Canal - Oro Loma 70 kV Line and Oneil Pump 
 1  34200 34222  "1 "    0     # line from  ORO LOMA  70.00  BRKR to (3)   MRCYSPRS  70.00 
 1  34222 34220  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ORTIGA    70.00 
 1  34222 34224  "1 "    0     # line from  MRCYSPRS  70.00   (3) to (2)   ARBURUA   70.00 
 1  34220 34206  "1 "    0     # line from  ORTIGA    70.00   (2) to BRKR  CANAL     70.00 
 1  34224 34272  "1 "    0     # line from  ARBURUA   70.00   (2) to (2)   WRGHT PP  70.00 
 1  34272 34214  "1 "    0     # line from  WRGHT PP  70.00   (2) to BRKR  LOS BANS  70.00 
 4  34220     0  "1 "    0     # LOAD-DROP    ORTIGA    70.00  LOAD==6.88(1.40) 
 4  34224     0  "1 "    0     # LOAD-DROP    ARBURUA   70.00  LOAD==3.77(1.83) 
 4  34272     0  "1 "    0     # LOAD-DROP    WRGHT PP  70.00  LOAD==9.50(1.93) 
  #
 3  34316     0  "1"     0     # ONEILPMP   9.11       PGEN=0.52  QGEN=0.00 
 0 
  #
  #
  # (119)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Melones Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
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  #
  #
  # (120)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Melones Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (121)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Melones Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (122)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Melones Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (123)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Melones Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (124)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Helms Unit 1 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (125)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Helms Unit 1 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (126)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Helms Unit 1 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (127)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Helms Unit 1 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (128)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Helms Unit 1 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
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  #
  #
  # (129)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Helms Unit 1 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (130)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Helms Unit 1 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (131)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Helms Unit 1 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (132)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Helms Unit 1 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (133)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Helms Unit 1
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (134)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Helms Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (135)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Helms Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (136)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Helms Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (137)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Helms Unit 1 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
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  # (138)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Helms Unit 1 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (139)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Helms Unit 1 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (140)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Helms Unit 1 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (141)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Helms Unit 1 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (142)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Exchequer 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (143)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Exchequer 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (144)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Exchequer 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (145)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Exchequer 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (146)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Exchequer 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (147)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Exchequer 



APPENDIX B – ISO CATEGORY B WINTER PEAK AUTOCON INPUT FILE 

APPENDIX B - 160 

 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (148)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Exchequer 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (149)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Exchequer 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (150)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Exchequer 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (151)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Exchequer
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (152)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Exchequer 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (153)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Exchequer 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (154)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Exchequer 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (155)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Exchequer 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (156)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Exchequer 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
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 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (157)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Exchequer 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (158)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Exchequer 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (159)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Exchequer 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (160)  L-1/G-1 OVERLAPPING OUTAGE 
  # Warnerville - Wilson 230 kV Line and Kerckhoff 
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (161)  L-1/G-1 OVERLAPPING OUTAGE 
  # Westley - Los Banos 230 kV Line and Kerckhoff 
 1  30670 30765  "1 "    0     # line from  WESTLEY  230.00  BRKR to BRKR  LOSBANOS 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (162)  L-1/G-1 OVERLAPPING OUTAGE 
  # Moss Landing - Panoche 230 kV Line and Kerckhoff 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (163)  L-1/G-1 OVERLAPPING OUTAGE 
  # Coburn - Panoche 230 kV Line and Kerckhoff 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (164)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #1 230 kV Line and Kerckhoff 
 1  30765 30790  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (165)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Panoche #2 230 kV Line and Kerckhoff 
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
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  #
  #
  # (166)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - Dos Amigos 230 kV Line and Kerckhoff 
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (167)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #1 230 kV Line and Kerckhoff 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (168)  L-1/G-1 OVERLAPPING OUTAGE 
  # Los Banos - San Luis PGP #2 230 kV Line and Kerckhoff 
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (169)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Kerckhoff
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (170)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Kerckhoff 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (171)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Kerckhoff 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (172)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Kerckhoff 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (173)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Borden #1 230 kV Line and Kerckhoff 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (174)  L-1/G-1 OVERLAPPING OUTAGE 
  # Wilson - Gregg 230 kV Line and Kerckhoff 
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
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 0 
  #
  #
  # (175)  L-1/G-1 OVERLAPPING OUTAGE 
  # Melones - Wilson 230 kV Line and Kerckhoff 
 1  37563 30800  "1 "    0     # line from  MELONES 230.00   (2) to BRKR  WILSON   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (176)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Gregg #1 230 kV Line and Kerckhoff 
 1  30805 30810  "1 "    0     # line from  BORDEN   230.00  BRKR to BRKR  GREGG    230.00 
 3  34604     0  "**"    0     # Drop unit#3 with loss of Gregg - Borden line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (177)  L-1/G-1 OVERLAPPING OUTAGE 
  # Dos Amigos - Panoche 230 kV Line and Kerckhoff 
 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # 2011 winpk category b contingency list 
  # Fresno Zone 314 
  #
  #
  # (178)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (179)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
 0 
  #
  #
  # (180)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (181)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
 0 
  #
  #
  # (182)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (183)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #



APPENDIX B – ISO CATEGORY B WINTER PEAK AUTOCON INPUT FILE 

APPENDIX B - 164 

  #
  # (184)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (185)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 0 
  #
  #
  # (186)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (187)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
 0 
  #
  #
  # (188)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (189)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "1 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (190)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # post-project outage 
 1  30875 30874  "2 "    0     # line from  MC CALL  230.00  BRKR to BRKR  Q128STN  230.00 
 0 
  #
  #
  # (191)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (192)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
 0 
  #
  #
  # (193)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
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 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
 0 
  #
  #
  # (194)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
 0 
  #
  #
  # (195)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
 0 
  #
  #
  # (196)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34123 34358  "2 "    0     # line from  K1-JCT   115.00   (2) to BRKR  KERCKHF2 115.00 
 1  34123 34128  "1 "    0     # line from  K1-JCT   115.00   (2) to (3)   OAKH_JCT 115.00 
 1  34128 34121  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (3)   SHARON T 115.00 
 1  34128 34126  "1 "    0     # line from  OAKH_JCT 115.00   (3) to (2)   CORSGOLD 115.00 
 1  34121 34105  "1 "    0     # line from  SHARON T 115.00   (3) to (2)   CERTANJ1 115.00 
 1  34121 34120  "1 "    0     # line from  SHARON T 115.00   (3) to (1)   SHARON   115.00 
 1  34105 34100  "1 "    0     # line from  CERTANJ1 115.00   (2) to BRKR  CHWCHLLA 115.00 
 1  34126 34122  "1 "    0     # line from  CORSGOLD 115.00   (2) to (1)   OAKHURST 115.00 
 4  34126     0  "1 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==2.21(0.45) 
 4  34126     0  "2 "    0     # LOAD-DROP    CORSGOLD 115.00  LOAD==26.19(5.32) 
 4  34120     0  "1 "    0     # LOAD-DROP    SHARON   115.00  LOAD==7.10(4.96) 
 4  34122     0  "1 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==11.68(2.37) 
 4  34122     0  "2 "    0     # LOAD-DROP    OAKHURST 115.00  LOAD==15.01(3.05) 
 0 
  #
  #
  # (197)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 1  34149 34148  "1 "    0     # line from  CHENYT   115.00   (3) to (2)   CHENY    115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34148 34141  "1 "    0     # line from  CHENY    115.00   (2) to (2)   PAN2_TAP 115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (198)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
 0 
  #
  #
  # (199)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34356 34358  "1 "    0     # line from  KERCKHF1 115.00  BRKR to BRKR  KERCKHF2 115.00 
 0 
  #
  #
  # (200)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (201)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
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 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
 0 
  #
  #
  # (202)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
 0 
  #
  #
  # (203)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (204)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (205)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (206)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34370  "3 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (207)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34372  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MALAGA   115.00 
 0 
  #
  #
  # (208)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
 0 
  #
  #
  # (209)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (210)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (211)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
 0 
  #
  #
  # (212)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (213)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34376  "1 "    0     # line from  MALAGA   115.00  BRKR to (1)   PPG      115.00 
 4  34376     0  "1 "    0     # LOAD-DROP    PPG      115.00  LOAD==6.25(3.87) 
 0 
  #
  #
  # (214)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34379  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   MALAGATP 115.00 
 1  34379 34373  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   SCWAXJCT 115.00 
 1  34379 34375  "1 "    0     # line from  MALAGATP 115.00   (3) to (3)   ULTPWRJ  115.00 
 1  34373 34371  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   SCWAX    115.00 
 1  34373 34374  "1 "    0     # line from  SCWAXJCT 115.00   (3) to (1)   RANCHRS  115.00 
 1  34375 34377  "1 "    0     # line from  ULTPWRJ  115.00   (3) to (2)   AIRPROD  115.00 
 2  34375 34640  "1 "    0     # TRAN from  ULTPWRJ  115.00   (3) to (1)   ULTR.PWR   9.11 
 1  34377 34370  "1 "    0     # line from  AIRPROD  115.00   (2) to BRKR  MC CALL  115.00 
 4  34371     0  "1 "    0     # LOAD-DROP    SCWAX    115.00  LOAD==2.70(1.53) 
 4  34374     0  "1 "    0     # LOAD-DROP    RANCHRS  115.00  LOAD==9.16(1.86) 
 4  34377     0  "1 "    0     # LOAD-DROP    AIRPROD  115.00  LOAD==5.10(2.02) 
 3  34640     0  "1 "    0     # GEN-DROP    ULTR.PWR   9.11  GEN==14.50(13.00) 
 0 
  #
  #
  # (215)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34372 34381  "1 "    0     # line from  MALAGA   115.00  BRKR to (3)   KRCDP    115.00 
 2  34381 34671  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT1  13.80 
 2  34381 34672  "1 "    0     # TRAN from  KRCDP    115.00   (3) to (1)   KRCDPCT2  13.80 
 4  34671     0  "ss"    0     # LOAD-DROP    KRCDPCT1  13.80  LOAD==1.05(0.65) 
 4  34672     0  "ss"    0     # LOAD-DROP    KRCDPCT2  13.80  LOAD==1.05(0.65) 
 3  34671     0  "1 "    0     # GEN-DROP    KRCDPCT1  13.80  GEN==50.00(7.14) 
 3  34672     0  "1 "    0     # GEN-DROP    KRCDPCT2  13.80  GEN==50.00(7.14) 
 0 
  #
  #
  # (216)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34380 34384  "1 "    0     # line from  REEDLEY  115.00  BRKR to (2)   GERAWAN  115.00 
 1  34384 34382  "1 "    0     # line from  GERAWAN  115.00   (2) to BRKR  WAHTOKE  115.00 
 0 
  #
  #
  # (217)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (218)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34391 34392  "1 "    0     # line from  QUEBECTP 115.00   (2) to (1)   QUEBEC   115.00 
 1  34391 34426  "1 "    0     # line from  QUEBECTP 115.00   (2) to BRKR  ALPAUGH  115.00 
 4  34392     0  "1 "    0     # LOAD-DROP    QUEBEC   115.00  LOAD==11.20(7.82) 
 0 
  #
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  #
  # (219)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (220)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (221)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (222)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (223)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (224)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34412 34422  "1 "    0     # line from  HERNDON  115.00  BRKR to (2)   CHLDHOSP 115.00 
 1  34422 34414  "1 "    0     # line from  CHLDHOSP 115.00   (2) to BRKR  WOODWARD 115.00 
 4  34422     0  "1 "    0     # LOAD-DROP    CHLDHOSP 115.00  LOAD==3.50(1.60) 
 0 
  #
  #
  # (225)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (226)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (227)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
  #
  # (228)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34418 34428  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (2)   CONTADNA 115.00 
 1  34428 34429  "1 "    0     # line from  CONTADNA 115.00   (2) to (4)   GWF_HEP  115.00 
 1  34429 34521  "1 "    0     # line from  GWF_HEP  115.00   (4) to (2)   LEPRNOFD 115.00 
 2  34429 34431  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP1  13.80 
 2  34429 34433  "1 "    0     # TRAN from  GWF_HEP  115.00   (4) to (1)   GWF_HEP2  13.80 
 1  34521 34430  "1 "    0     # line from  LEPRNOFD 115.00   (2) to BRKR  HENRETTA 115.00 
 4  34428     0  "1 "    0     # LOAD-DROP    CONTADNA 115.00  LOAD==7.60(5.70) 
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 4  34429     0  "ss"    0     # LOAD-DROP    GWF_HEP  115.00  LOAD==3.00(0.68) 
 4  34521     0  "1 "    0     # LOAD-DROP    LEPRNOFD 115.00  LOAD==6.65(4.30) 
 3  34431     0  "1 "    0     # GEN-DROP    GWF_HEP1  13.80  GEN==50.00(21.27) 
 3  34433     0  "1 "    0     # GEN-DROP    GWF_HEP2  13.80  GEN==50.00(21.27) 
 0 
  #
  #
  # (229)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34426 34700  "1 "    0     # line from  ALPAUGH  115.00  BRKR to BRKR  SMYRNA   115.00 
 0 
  #
  #
  # (230)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34260  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   SJNO2     70.00 
 1  34260 34259  "1 "    0     # line from  SJNO2     70.00   (3) to (3)   NRTHFORK  70.00 
 2  34260 34631  "1 "    0     # TRAN from  SJNO2     70.00   (3) to (1)   SJ2GEN     9.11 
 1  34259 34261  "1 "    0     # line from  NRTHFORK  70.00   (3) to (2)   SJNO3     70.00 
 2  34259 34340  "1 "    0     # TRAN from  NRTHFORK  70.00   (3) to (1)   N.FORK E   9.11 
 2  34261 34633  "1 "    0     # TRAN from  SJNO3     70.00   (2) to (1)   SJ3GEN     9.11 
 4  34260     0  "2 "    0     # LOAD-DROP    SJNO2     70.00  LOAD==3.22(0.66) 
 4  34261     0  "2 "    0     # LOAD-DROP    SJNO3     70.00  LOAD==6.95(1.41) 
 4  34340     0  "1 "    0     # LOAD-DROP    N.FORK E   9.11  LOAD==1.21(0.25) 
 3  34631     0  "1 "    0     # GEN-DROP    SJ2GEN     9.11  GEN==2.00(0.00) 
 3  34633     0  "1 "    0     # GEN-DROP    SJ3GEN     9.11  GEN==1.00(0.00) 
 0 
  #
  #
  # (231)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34452 34491  "1 "    0     # line from  WISHON    70.00  BRKR to (3)   AUBRYTP   70.00 
 1  34491 34464  "1 "    0     # line from  AUBRYTP   70.00   (3) to BRKR  COPPRMNE  70.00 
 1  34491 34493  "1 "    0     # line from  AUBRYTP   70.00   (3) to (1)   AUBERRY   70.00 
 4  34493     0  "1 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==6.07(1.23) 
 4  34493     0  "2 "    0     # LOAD-DROP    AUBERRY   70.00  LOAD==7.15(1.45) 
 0 
  #
  #
  # (232)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # winter outage 
 1  34456 34458  "1 "    0     # line from  HRDWK TP  70.00   (3) to (1)   HARDWICK  70.00 
 1  34456 34522  "1 "    0     # line from  HRDWK TP  70.00   (3) to (2)   HNFRD SW  70.00 
 1  34456 34576  "1 "    0     # line from  HRDWK TP  70.00   (3) to BRKR  KNGLOBUS  70.00 
 1  34522 34518  "1 "    0     # line from  HNFRD SW  70.00   (2) to BRKR  LEMOORE   70.00 
 4  34458     0  "1 "    0     # LOAD-DROP    HARDWICK  70.00  LOAD==12.86(2.61) 
 0 
  #
  #
  # (233)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34460 34462  "1 "    0     # line from  GUERNSEY  70.00  BRKR to (3)   GUR3TPT   70.00 
 1  34462 34542  "1 "    0     # line from  GUR3TPT   70.00   (3) to (2)   JCBSCRNR  70.00 
 1  34462 34554  "1 "    0     # line from  GUR3TPT   70.00   (3) to BRKR  AMSTG SW  70.00 
 1  34542 34540  "1 "    0     # line from  JCBSCRNR  70.00   (2) to BRKR  HENRITTA  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 4  34542     0  "1 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==12.05(2.45) 
 4  34542     0  "2 "    0     # LOAD-DROP    JCBSCRNR  70.00  LOAD==9.54(1.94) 
 0 
  #
  #
  # (234)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34478  "1 "    0     # line from  COPPRMNE  70.00  BRKR to BRKR  TVY VLLY  70.00 
 0 
  #
  #
  # (235)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34464 34638  "1 "    0     # line from  COPPRMNE  70.00  BRKR to (2)   FRANTDM   70.00 
 2  34638 34636  "1 "    0     # TRAN from  FRANTDM   70.00   (2) to (1)   FRIANTDM   6.60 
 3  34636     0  "2 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==14.70(5.86) 
 3  34636     0  "3 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==7.80(3.11) 
 3  34636     0  "4 "    0     # GEN-DROP    FRIANTDM   6.60  GEN==2.30(0.92) 
 0 
  #
  #
  # (236)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
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  #
 1  34466 34482  "1 "    0     # line from  BIOLA     70.00  BRKR to BRKR  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (237)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34468 34482  "1 "    0     # line from  BOWLES    70.00   (1) to BRKR  OLDKERN   70.00 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (238)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34469 34271  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   WSTLDJCT  70.00 
 1  34469 34470  "1 "    0     # line from  GFFNJCT   70.00   (3) to (1)   GIFFEN    70.00 
 1  34469 34471  "1 "    0     # line from  GFFNJCT   70.00   (3) to (3)   SNJQJCT   70.00 
 1  34271 34172  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (2)   WESTLAND  70.00 
 1  34271 34269  "1 "    0     # line from  WSTLDJCT  70.00   (3) to (3)   BIOMSJCT  70.00 
 1  34471 34472  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  SAN JOQN  70.00 
 1  34471 34474  "1 "    0     # line from  SNJQJCT   70.00   (3) to BRKR  HELM      70.00 
 1  34172 34170  "1 "    0     # line from  WESTLAND  70.00   (2) to (1)   WESIX     70.00 
 1  34269 34268  "1 "    0     # line from  BIOMSJCT  70.00   (3) to BRKR  MENDOTA   70.00 
 1  34269 34270  "1 "    0     # line from  BIOMSJCT  70.00   (3) to (2)   BIOMASS   70.00 
 2  34270 34334  "1 "    0     # TRAN from  BIOMASS   70.00   (2) to (1)   BIO PWR    9.11 
 4  34470     0  "1 "    0     # LOAD-DROP    GIFFEN    70.00  LOAD==9.59(1.95) 
 4  34172     0  "1 "    0     # LOAD-DROP    WESTLAND  70.00  LOAD==3.20(0.76) 
 4  34170     0  "1 "    0     # LOAD-DROP    WESIX     70.00  LOAD==1.60(0.38) 
 3  34334     0  "1 "    0     # GEN-DROP    BIO PWR    9.11  GEN==21.80(10.99) 
 1  34472 34473  "1 "    1      # Switches in San Joaquin CB22 to transfer load
 4  34472     0  "**"    1      # Restore Load at San Joaquin
 0 
  #
  #
  # (239)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34473 34472  "1 "    0     # line from  SNJQTP    70.00   (2) to BRKR  SAN JOQN  70.00 
 1  34473 34475  "1 "    0     # line from  SNJQTP    70.00   (2) to (3)   AGRCJCT   70.00 
 1  34475 34476  "1 "    0     # line from  AGRCJCT   70.00   (3) to (2)   AGRICO    70.00 
 1  34475 34484  "1 "    0     # line from  AGRCJCT   70.00   (3) to BRKR  KERMAN    70.00 
 2  34476 34608  "1 "    0     # TRAN from  AGRICO    70.00   (2) to (1)   AGRICO    13.80 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 3  34608     0  "2 "    0     # GEN-DROP    AGRICO    13.80  GEN==7.00(1.08) 
 3  34608     0  "3 "    0     # GEN-DROP    AGRICO    13.80  GEN==18.10(2.80) 
 3  34608     0  "4 "    0     # GEN-DROP    AGRICO    13.80  GEN==26.00(4.02) 
 0 
  #
  #
  # (240)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34474 34556  "1 "    0     # line from  HELM      70.00  BRKR to BRKR  STRD JCT  70.00 
 0 
  #
  #
  # (241)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34478 34492  "1 "    0     # line from  TVY VLLY  70.00  BRKR to BRKR  REEDLEY   70.00 
 0 
  #
  #
  # (242)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # winter outage 
 1  34480 34481  "1 "    0     # line from  KEARNEY   70.00  BRKR to (4)   FRWWTAP   70.00 
 1  34481 34483  "1 "    0     # line from  FRWWTAP   70.00   (4) to (3)   FRESNOWW  70.00 
 1  34481 34483  "2 "    0     # line from  FRWWTAP   70.00   (4) to (3)   FRESNOWW  70.00 
 1  34481 34484  "1 "    0     # line from  FRWWTAP   70.00   (4) to BRKR  KERMAN    70.00 
 2  34483 34485  "1 "    0     # TRAN from  FRESNOWW  70.00   (3) to (1)   FRESNOWW  12.47 
 4  34485     0  "1 "    0     # LOAD-DROP    FRESNOWW  12.47  LOAD==7.91(0.00) 
 3  34485     0  "1 "    0     # GEN-DROP    FRESNOWW  12.47  GEN==9.00(0.00) 
 0 
  #
  #
  # (243)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34482  "1 "    0     # line from  KEARNEY   70.00  BRKR to (3)   OLDKERN   70.00 
 1  34482 34466  "1 "    0     # line from  OLDKERN   70.00  BRKR to BRKR  BIOLA     70.00 
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 1  34482 34468  "1 "    0     # line from  OLDKERN   70.00  BRKR to (1)   BOWLES    70.00 
 4  34482     0  "1 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==18.75(3.81) 
 4  34482     0  "3 "    0     # LOAD-DROP    OLDKERN   70.00  LOAD==7.57(1.54) 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 4  34468     0  "1 "    0     # LOAD-DROP    BOWLES    70.00  LOAD==18.29(3.72) 
 0 
  #
  #
  # (244)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34480 34512  "1 "    0     # line from  KEARNEY   70.00  BRKR to BRKR  CARUTHRS  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (245)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34487 34489  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   SNGRCOGN  70.00 
 1  34487 34490  "1 "    0     # line from  SNGRJCT   70.00   (3) to (2)   PARLIER   70.00 
 1  34487 34488  "1 "    0     # line from  SNGRJCT   70.00   (3) to BRKR  SANGER    70.00 
 2  34489 34646  "1 "    0     # TRAN from  SNGRCOGN  70.00   (2) to (1)   SANGERCO   9.11 
 1  34490 34492  "1 "    0     # line from  PARLIER   70.00   (2) to BRKR  REEDLEY   70.00 
 4  34490     0  "1 "    0     # LOAD-DROP    PARLIER   70.00  LOAD==20.24(4.11) 
 3  34646     0  "1 "    0     # GEN-DROP    SANGERCO   9.11  GEN==37.50(1.40) 
 0 
  #
  #
  # (246)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34488 34366  "1 "    0     # line from  SANGER    70.00  BRKR to BRKR  SANGER   115.00 
 0 
  #
  #
  # (247)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34497  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   DNUBAJCT  70.00 
 1  34497 34499  "1 "    0     # line from  DNUBAJCT  70.00   (3) to (2)   DNUBAEGY  70.00 
 1  34497 34500  "1 "    0     # line from  DNUBAJCT  70.00   (3) to BRKR  DINUBA    70.00 
 2  34499 34648  "1 "    0     # TRAN from  DNUBAEGY  70.00   (2) to (1)   DINUBA E  13.80 
 4  34648     0  "ss"    0     # LOAD-DROP    DINUBA E  13.80  LOAD==0.30(0.26) 
 3  34648     0  "1 "    0     # GEN-DROP    DINUBA E  13.80  GEN==12.00(7.00) 
 0 
  #
  #
  # (248)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34492 34526  "1 "    0     # line from  REEDLEY   70.00  BRKR to (3)   ORSI JCT  70.00 
 1  34526 34495  "1 "    0     # line from  ORSI JCT  70.00   (3) to (2)   SANDCRK   70.00 
 1  34526 34502  "1 "    0     # line from  ORSI JCT  70.00   (3) to BRKR  OROSI     70.00 
 1  34495 34494  "1 "    0     # line from  SANDCRK   70.00   (2) to (1)   DUNLAP    70.00 
 4  34495     0  "1 "    0     # LOAD-DROP    SANDCRK   70.00  LOAD==3.14(0.64) 
 4  34494     0  "1 "    0     # LOAD-DROP    DUNLAP    70.00  LOAD==4.46(0.91) 
 0 
  #
  #
  # (249)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34496 34498  "1 "    0     # line from  STCRRL J  70.00   (3) to (1)   STONCRRL  70.00 
 1  34496 34500  "1 "    0     # line from  STCRRL J  70.00   (3) to BRKR  DINUBA    70.00 
 1  34496 34502  "1 "    0     # line from  STCRRL J  70.00   (3) to (2)   OROSI     70.00 
 1  34502 34526  "1 "    0     # line from  OROSI     70.00  BRKR to (1)   ORSI JCT  70.00 
 4  34498     0  "2 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==3.37(0.68) 
 4  34498     0  "3 "    0     # LOAD-DROP    STONCRRL  70.00  LOAD==2.68(0.54) 
 4  34502     0  "1 "    0     # LOAD-DROP    OROSI     70.00  LOAD==8.38(1.70) 
 4  34502     0  "2 "    0     # LOAD-DROP    OROSI     70.00  LOAD==7.43(1.51) 
 0 
  #
  #
  # (250)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  # winter outage 
 1  34508 34510  "1 "    0     # line from  CAMDEN    70.00   (2) to (2)   CMDN JCT  70.00 
 1  34508 34576  "1 "    0     # line from  CAMDEN    70.00   (2) to BRKR  KNGLOBUS  70.00 
 1  34510 34512  "1 "    0     # line from  CMDN JCT  70.00   (2) to BRKR  CARUTHRS  70.00 
 4  34508     0  "1 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==6.87(1.40) 
 4  34508     0  "2 "    0     # LOAD-DROP    CAMDEN    70.00  LOAD==10.90(2.22) 
 0 
  #
  #
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  # (251)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34514 34540  "1 "    0     # line from  MUSLSLGH  70.00   (1) to BRKR  HENRITTA  70.00 
 4  34514     0  "1 "    0     # LOAD-DROP    MUSLSLGH  70.00  LOAD==22.00(13.60) 
 0 
  #
  #
  # (252)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (253)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34528 34530  "1 "    0     # line from  CORCORAN  70.00  BRKR to (3)   BSWLL TP  70.00 
 1  34530 34531  "1 "    0     # line from  BSWLL TP  70.00   (3) to (2)   JGBSWLL   70.00 
 1  34530 34538  "1 "    0     # line from  BSWLL TP  70.00   (3) to (1)   BOSWELL   70.00 
 1  34531 34536  "1 "    0     # line from  JGBSWLL   70.00   (2) to (1)   ANGIOLA   70.00 
 4  34538     0  "1 "    0     # LOAD-DROP    BOSWELL   70.00  LOAD==2.37(1.53) 
 4  34536     0  "1 "    0     # LOAD-DROP    ANGIOLA   70.00  LOAD==7.24(1.47) 
 0 
  #
  #
  # (254)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34532 34554  "1 "    0     # line from  ARMSTRNG  70.00   (1) to (4)   AMSTG SW  70.00 
 1  34554 34462  "1 "    0     # line from  AMSTG SW  70.00  BRKR to (1)   GUR3TPT   70.00 
 1  34554 34534  "1 "    0     # line from  AMSTG SW  70.00   (4) to (1)   RESERVE   70.00 
 2  34554 34650  "1 "    0     # TRAN from  AMSTG SW  70.00  BRKR to (1)   GWF-PWR.  13.80 
 4  34534     0  "1 "    0     # LOAD-DROP    RESERVE   70.00  LOAD==2.03(0.41) 
 3  34650     0  "1 "    0     # GEN-DROP    GWF-PWR.  13.80  GEN==23.00(12.00) 
 0 
  #
  #
  # (255)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34537 34540  "1 "    0     # line from  GWF_HENR  70.00   (3) to BRKR  HENRITTA  70.00 
 2  34537 34539  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT1   13.80 
 2  34537 34541  "1 "    0     # TRAN from  GWF_HENR  70.00   (3) to (1)   GWF_GT2   13.80 
 4  34539     0  "ss"    0     # LOAD-DROP    GWF_GT1   13.80  LOAD==1.10(0.25) 
 4  34541     0  "ss"    0     # LOAD-DROP    GWF_GT2   13.80  LOAD==1.10(0.25) 
 3  34539     0  "1 "    0     # GEN-DROP    GWF_GT1   13.80  GEN==50.00(2.92) 
 3  34541     0  "1 "    0     # GEN-DROP    GWF_GT2   13.80  GEN==50.00(2.92) 
 0 
  #
  #
  # (256)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34544 34550  "1 "    0     # line from  TLRE LKE  70.00  BRKR to (2)   CHEVPLIN  70.00 
 1  34550 34546  "1 "    0     # line from  CHEVPLIN  70.00   (2) to (2)   AVENAL    70.00 
 1  34546 34548  "1 "    0     # line from  AVENAL    70.00   (2) to BRKR  KETTLEMN  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 4  34550     0  "1 "    0     # LOAD-DROP    CHEVPLIN  70.00  LOAD==1.01(0.73) 
 4  34546     0  "1 "    0     # LOAD-DROP    AVENAL    70.00  LOAD==7.72(1.57) 
 0 
  #
  #
  # (257)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34548 34552  "1 "    0     # line from  KETTLEMN  70.00   (2) to BRKR  GATES     70.00 
 1  34548 34546  "1 "    0     # line from  KETTLEMN  70.00  BRKR to (1)   AVENAL    70.00 
 4  34548     0  "1 "    0     # LOAD-DROP    KETTLEMN  70.00  LOAD==6.32(1.29) 
 0 
  #
  #
  # (258)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
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  # (259)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34558  "2 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (260)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.45(2.99) 
 0 
  #
  #
  # (261)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 0 
  #
  #
  # (262)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34556 34564  "1 "    0     # line from  STRD JCT  70.00   (3) to BRKR  STROUD    70.00 
 1  34556 34474  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  HELM      70.00 
 1  34556 34562  "1 "    0     # line from  STRD JCT  70.00  BRKR to BRKR  SCHLNDLR  70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (263)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron in this outage
 0 
  #
  #
  # (264)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34562 34566  "1 "    0     # line from  SCHLNDLR  70.00  BRKR to (2)   PLSNTVLY  70.00 
 1  34566 34570  "1 "    0     # line from  PLSNTVLY  70.00   (2) to BRKR  COLNGA 2  70.00 
 4  34566     0  "1 "    0     # LOAD-DROP    PLSNTVLY  70.00  LOAD==10.00(2.51) 
 0 
  #
  #
  # (265)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  34570 34572  "1 "    0     # line from  COLNGA 2  70.00  BRKR to (3)   TORNADO   70.00 
 1  34572 34574  "1 "    0     # line from  TORNADO   70.00   (3) to BRKR  COLNGA 1  70.00 
 2  34572 34654  "1 "    0     # TRAN from  TORNADO   70.00   (3) to (1)   COLNGAGN   9.11 
 4  34572     0  "1 "    0     # LOAD-DROP    TORNADO   70.00  LOAD==1.74(1.44) 
 3  34654     0  "1 "    0     # GEN-DROP    COLNGAGN   9.11  GEN==34.00(5.40) 
 2  34570 34652  "1 "    0      # Must include Colinga2 - Chv.coal in this outage - modeled on bus,
 3  34652     0  "**"    0      # Drops units on Derrick Sub
 4  34652     0  "**"    0      # Drops load at Derrick Sub
 0 
  #
  #
  # (266)  B2 LINE OUTAGE (BREAKER-TO-BREAKER) 
  #
 1  36354 34574  "1 "    0     # line from  SAN MIGL  70.00  BRKR to BRKR  COLNGA 1  70.00 
 0 
  #
  #
  # (267)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30882)  34412  34630 : 
 2  30835 34412  "1 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
  #
  # (268)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30835  (30883)  34412  34632 : 
 2  30835 34412  "2 "    0     # TRAN from  HERNDON  230.00  BRKR to (1)   HERNDON  115.00 
 0 
  #
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  #
  # (269)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30876)  34370  34618 : 
 2  30875 34370  "1 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (270)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30877)  34370  34620 : 
 2  30875 34370  "2 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (271)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30875  (30878)  34370  34621 : 
 2  30875 34370  "3 "    0     # TRAN from  MC CALL  230.00  BRKR to (1)   MC CALL  115.00 
 0 
  #
  #
  # (272)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30881 34430  "3 "    0     # TRAN from  HENRIETA 230.00  BRKR to BRKR  HENRETTA 115.00 
 0 
  #
  #
  # (273)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
#      **** 3-WINDING TRANSFORMER  30900  (34607)  30055  34606 : 
 2  30900 30055  "11"    0     # TRAN from  GATES    230.00  BRKR to (1)   GATES    500.00 
 0 
  #
  #
  # (274)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  30900 30901  "1 "    0     # TRAN from  GATES    230.00  BRKR to (3)   GATES 1M 230.00 
 2  30901 34378  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to BRKR  GATES    115.00 
 2  30901 34622  "1 "    0     # TRAN from  GATES 1M 230.00   (3) to (1)   GATES 1T  13.20 
 4 34378      0  "3 "    0      # Drop Gates Bank #3
 0 
  #
  #
  # (275)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34356 34344  "1 "    0     # TRAN from  KERCKHF1 115.00  BRKR to (1)   KERCKHOF   6.60 
 4  34344     0  "4 "    0     # LOAD-DROP    KERCKHOF   6.60  LOAD==3.24(0.66) 
 3  34344     0  "2 "    0     # GEN-DROP    KERCKHOF   6.60  GEN==6.80(-4.00) 
 0 
  #
  #
  # (276)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34366 34590  "1 "    0     # TRAN from  SANGER   115.00  BRKR to (2)   SANGR3T  115.00 
 2  34590 34488  "1 "    0     # TRAN from  SANGR3T  115.00   (2) to BRKR  SANGER    70.00 
 4  34590     0  "3 "    0     # LOAD-DROP    SANGR3T  115.00  LOAD==20.55(4.17) 
 0 
  #
  #
  # (277)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34418 34576  "2 "    0     # TRAN from  KINGSBRG 115.00  BRKR to BRKR  KNGLOBUS  70.00 
 0 
  #
  #
  # (278)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34474 30873  "1 "    0     # TRAN from  HELM      70.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (279)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34480 30830  "2 "    0     # TRAN from  KEARNEY   70.00  BRKR to BRKR  KEARNEY  230.00 
 0 
  #
  #
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  # (280)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "1 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (281)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34492 34380  "2 "    0     # TRAN from  REEDLEY   70.00  BRKR to BRKR  REEDLEY  115.00 
 0 
  #
  #
  # (282)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34528 34420  "2 "    0     # TRAN from  CORCORAN  70.00  BRKR to BRKR  CORCORAN 115.00 
 1  34420 34391  "1 "    0      # Must include Corcoran - Quebec   (Corcoran CB 142) in this outage
 1  34420 34418  "2 "    0      # Must include Corcoran - Kingburg (Corcoran CB 162) in this outage
 1  34528 34460  "1 "    0      # Must include Corcorna - Guernsey (Corcoran CB  42) in this outage
 0 
  #
  #
  # (283)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "2 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (284)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34540 30881  "4 "    0     # TRAN from  HENRITTA  70.00  BRKR to BRKR  HENRIETA 230.00 
 0 
  #
  #
  # (285)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34552 34378  "2 "    0     # TRAN from  GATES     70.00  BRKR to BRKR  GATES    115.00 
 0 
  #
  #
  # (286)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34562 34354  "1 "    0     # TRAN from  SCHLNDLR  70.00  BRKR to (3)   SCHINDLR 115.00 
 1  34354 34149  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   CHENYT   115.00 
 1  34354 34432  "1 "    0     # line from  SCHINDLR 115.00  BRKR to (1)   WESTLNDS 115.00 
 4  34354     0  "1 "    0     # LOAD-DROP    SCHINDLR 115.00  LOAD==11.22(2.28) 
 0 
  #
  #
  # (287)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34652 34570  "1 "    0     # TRAN from  CHV.COAL   9.11   (1) to BRKR  COLNGA 2  70.00 
 4  34652     0  "S1"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==5.12(2.48) 
 4  34652     0  "SG"    0     # LOAD-DROP    CHV.COAL   9.11  LOAD==0.94(0.46) 
 3  34652     0  "1 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==2.50(8.30) 
 3  34652     0  "2 "    0     # GEN-DROP    CHV.COAL   9.11  GEN==8.00(4.00) 
 0 
  #
  #
  # (288)  B3 TRANSFORMER OUTAGE (BREAKER-TO-BREAKER) 
  #
 2  34658 34452  "1 "    0     # TRAN from  WISHON     2.30   (1) to BRKR  WISHON    70.00 
 3  34658     0  "3 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 3  34658     0  "4 "    0     # GEN-DROP    WISHON     2.30  GEN==4.50(1.00) 
 0 
  #
  #
  # (289)  B1 GENERATOR OUTAGE 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (290)  B1 GENERATOR OUTAGE 
  #
 3  34344     0  "2"     0     # KERCKHOF   6.60       PGEN=6.80  QGEN=-4.00 
 0 
  #
  #
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  # (291)  B1 GENERATOR OUTAGE 
  #
 3  34431     0  "1"     0     # GWF_HEP1  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (292)  B1 GENERATOR OUTAGE 
  #
 3  34433     0  "1"     0     # GWF_HEP2  13.80       PGEN=50.00  QGEN=21.57 
 0 
  #
  #
  # (293)  B1 GENERATOR OUTAGE 
  #
 3  34485     0  "1"     0     # FRESNOWW  12.47       PGEN=9.00  QGEN=0.00 
 0 
  #
  #
  # (294)  B1 GENERATOR OUTAGE 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (295)  B1 GENERATOR OUTAGE 
  #
 3  34541     0  "1"     0     # GWF_GT2   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  #
  # (296)  B1 GENERATOR OUTAGE 
  #
 3  34553     0  "1"     0     # WHD_GAT2  13.80       PGEN=49.00  QGEN=-25.30 
 0 
  #
  #
  # (297)  B1 GENERATOR OUTAGE 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (298)  B1 GENERATOR OUTAGE 
  #
 3  34602     0  "1"     0     # HELMS 2   18.00       PGEN=404.00  QGEN=66.06 
 0 
  #
  #
  # (299)  B1 GENERATOR OUTAGE 
  #
 3  34604     0  "1"     0     # HELMS 3   18.00       PGEN=404.00  QGEN=66.12 
 0 
  #
  #
  # (300)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "2"     0     # AGRICO    13.80       PGEN=7.00  QGEN=1.64 
 0 
  #
  #
  # (301)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "3"     0     # AGRICO    13.80       PGEN=18.10  QGEN=4.24 
 0 
  #
  #
  # (302)  B1 GENERATOR OUTAGE 
  #
 3  34608     0  "4"     0     # AGRICO    13.80       PGEN=26.00  QGEN=6.09 
 0 
  #
  #
  # (303)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "1"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
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  # (304)  B1 GENERATOR OUTAGE 
  #
 3  34610     0  "2"     0     # HAAS      13.80       PGEN=70.00  QGEN=18.75 
 0 
  #
  #
  # (305)  B1 GENERATOR OUTAGE 
  #
 3  34612     0  "1"     0     # BLCH 2-2  13.80       PGEN=50.00  QGEN=9.61 
 0 
  #
  #
  # (306)  B1 GENERATOR OUTAGE 
  #
 3  34614     0  "1"     0     # BLCH 2-3  13.80       PGEN=50.00  QGEN=13.00 
 0 
  #
  #
  # (307)  B1 GENERATOR OUTAGE 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (308)  B1 GENERATOR OUTAGE 
  #
 3  34618     0  "1"     0     # MCCALL1T  13.20       PGEN=0.00  QGEN=36.40 
 0 
  #
  #
  # (309)  B1 GENERATOR OUTAGE 
  #
 3  34621     0  "1"     0     # MCCALL3T  13.20       PGEN=0.00  QGEN=4.85 
 0 
  #
  #
  # (310)  B1 GENERATOR OUTAGE 
  #
 3  34624     0  "1"     0     # BALCH 1   13.20       PGEN=27.00  QGEN=10.00 
 0 
  #
  #
  # (311)  B1 GENERATOR OUTAGE 
  #
 3  34630     0  "1"     0     # HERNDN1T  13.20       PGEN=0.00  QGEN=20.26 
 0 
  #
  #
  # (312)  B1 GENERATOR OUTAGE 
  #
 3  34632     0  "1"     0     # HERNDN2T  13.20       PGEN=0.00  QGEN=32.58 
 0 
  #
  #
  # (313)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
  # (314)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "3"     0     # FRIANTDM   6.60       PGEN=7.80  QGEN=3.26 
 0 
  #
  #
  # (315)  B1 GENERATOR OUTAGE 
  #
 3  34636     0  "4"     0     # FRIANTDM   6.60       PGEN=2.30  QGEN=0.96 
 0 
  #
  #
  # (316)  B1 GENERATOR OUTAGE 
  #
 3  34640     0  "1"     0     # ULTR.PWR   9.11       PGEN=14.50  QGEN=13.00 
 0 
  #
  #
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  # (317)  B1 GENERATOR OUTAGE 
  #
 3  34642     0  "1"     0     # KINGSBUR   9.11       PGEN=34.00  QGEN=17.30 
 0 
  #
  #
  # (318)  B1 GENERATOR OUTAGE 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (319)  B1 GENERATOR OUTAGE 
  #
 3  34648     0  "1"     0     # DINUBA E  13.80       PGEN=12.00  QGEN=7.00 
 0 
  #
  #
  # (320)  B1 GENERATOR OUTAGE 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (321)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=2.50  QGEN=8.30 
 0 
  #
  #
  # (322)  B1 GENERATOR OUTAGE 
  #
 3  34652     0  "2"     0     # CHV.COAL   9.11       PGEN=8.00  QGEN=4.00 
 0 
  #
  #
  # (323)  B1 GENERATOR OUTAGE 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.00  QGEN=-3.48 
 0 
  #
  #
  # (324)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "3"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (325)  B1 GENERATOR OUTAGE 
  #
 3  34658     0  "4"     0     # WISHON     2.30       PGEN=4.50  QGEN=1.00 
 0 
  #
  #
  # (326)  B1 GENERATOR OUTAGE 
  #
 3  34671     0  "1"     0     # KRCDPCT1  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (327)  B1 GENERATOR OUTAGE 
  #
 3  34672     0  "1"     0     # KRCDPCT2  13.80       PGEN=50.00  QGEN=10.75 
 0 
  #
  #
  # (328)  B1 GENERATOR OUTAGE 
  #
 3  38720     0  "1"     0     # PINE FLT  13.80       PGEN=57.00  QGEN=23.30 
 0 
  #
  #
  # (329)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34685     0  "1"     0     # Q128CT1  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
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  # (330)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34686     0  "1"     0     # Q128CT2  16.50       PGEN=192.00  QGEN=35.45 
 0 
  #
  #
  # (331)  B1 GENERATOR OUTAGE 
  # post-project outage 
 3  34687     0  "1"     0     # Q128STG  16.50       PGEN=193.00  QGEN=35.57 
 0 
  #
  #
  # (332)  L-1/G-1 OVERLAPPING OUTAGE 
  # Smyrna - Semitropic - Midway 115 kV Line and Exchequer 
 1  34700 34708  "1 "    0     # line from  SMYRNA   115.00  BRKR to (2)   MCKIBBEN 115.00 
 1  34708 34742  "1 "    0     # line from  MCKIBBEN 115.00   (2) to (2)   SEMITRPJ 115.00 
 1  34742 34746  "1 "    0     # line from  SEMITRPJ 115.00   (2) to (2)   GANSO    115.00 
 1  34746 34774  "1 "    0     # line from  GANSO    115.00   (2) to BRKR  MIDWAY   115.00 
 4  34746     0  "1 "    0     # LOAD-DROP    GANSO    115.00  LOAD==5.34(1.22) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=89.95  QGEN=18.49 
 0 
  #
  #
  # (333)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Chevron Coalinga Unit 1 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (334)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Chevron Coalinga Unit 1 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34652     0  "1"     0     # CHV.COAL   9.11       PGEN=17.00  QGEN=8.30 
 0 
  #
  #
  # (335)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #2 70 kV Line and Coalinga Cogen 
 1  34184 34570  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  COLNGA 2  70.00 
 1  34184 34552  "1 "    0     # line from  GATS2_TP  70.00   (3) to BRKR  GATES     70.00 
 2  34184 34553  "1 "    0     # TRAN from  GATS2_TP  70.00   (3) to (1)   WHD_GAT2  13.80 
 3  34553     0  "1 "    0     # GEN-DROP    WHD_GAT2  13.80  GEN==49.00(-25.30) 
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (336)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Coalinga #1 70 kV Line and Coalinga Cogen 
 1  34552 34578  "1 "    0     # line from  GATES     70.00  BRKR to (2)   JACALITO  70.00 
 1  34578 34574  "1 "    0     # line from  JACALITO  70.00   (2) to BRKR  COLNGA 1  70.00 
 4  34578     0  "1 "    0     # LOAD-DROP    JACALITO  70.00  LOAD==4.03(2.5) 0
  #
 3  34654     0  "1"     0     # COLNGAGN   9.11       PGEN=34.22  QGEN=-13.50 
 0 
  #
  #
  # (337)  L-1/G-1 OVERLAPPING OUTAGE 
  # Borden - Coppermine 70 kV Line and Friant PP Unit 2 
 1  34262 34454  "1 "    0     # line from  CASSIDY   70.00   (2) to (2)   RIVERROC  70.00 
 1  34262 34256  "1 "    0     # line from  CASSIDY   70.00   (2) to BRKR  BORDEN    70.00 
 1  34454 34464  "1 "    0     # line from  RIVERROC  70.00   (2) to BRKR  COPPRMNE  70.00 
 4  34262     0  "1 "    0     # LOAD-DROP    CASSIDY   70.00  LOAD==14.31(2.90) 
 4  34454     0  "1 "    0     # LOAD-DROP    RIVERROC  70.00  LOAD==2.01(1.83) 
  #
 3  34636     0  "2"     0     # FRIANTDM   6.60       PGEN=14.70  QGEN=6.14 
 0 
  #
  #
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  # (338)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Hanford 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34650     0  "1"     0     # GWF-PWR.  13.80       PGEN=23.00  QGEN=12.00 
 0 
  #
  #
  # (339)  L-1/G-1 OVERLAPPING OUTAGE 
  # Henrietta - Lemoore 70 kV Line and GWF Henrietta Unit 1 
 1  34516 34520  "1 "    0     # line from  LEPRINO   70.00   (1) to (4)   LPRNO TP  70.00 
 1  34520 34518  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  LEMOORE   70.00 
 1  34520 34524  "1 "    0     # line from  LPRNO TP  70.00   (4) to (1)   CANDLEWK  70.00 
 1  34520 34540  "1 "    0     # line from  LPRNO TP  70.00   (4) to BRKR  HENRITTA  70.00 
 4  34516     0  "1 "    0     # LOAD-DROP    LEPRINO   70.00  LOAD==16.10(9.12) 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
  #
 3  34539     0  "1"     0     # GWF_GT1   13.80       PGEN=50.00  QGEN=1.23 
 0 
  #
  # 
  # (340)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Sanger Cogen 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34646     0  "1"     0     # SANGERCO   9.11       PGEN=37.50  QGEN=4.31 
 0 
  #
  #
  # (341)  L-1/G-1 OVERLAPPING OUTAGE 
  # McCall - Wahtoke 115 kV Line and Kings River Power House 
 1  34370 34382  "1 "    0     # line from  MC CALL  115.00  BRKR to BRKR  WAHTOKE  115.00 
  #
 3  34616     0  "1"     0     # KINGSRIV  13.80       PGEN=47.00  QGEN=9.00 
 0 
  #
  #
  # (342)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Exchequer 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (343)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Exchequer
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (344)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Exchequer
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (345)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Exchequer
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
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  #
  # (346)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Exchequer
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (347)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Exchequer
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (348)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Exchequer
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (349)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Exchequer 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (350)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Exchequer
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (351)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Exchequer
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (352)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Exchequer
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
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 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (353)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Exchequer
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (354)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Exchequer
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (355)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Exchequer
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (356)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Exchequer
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (357)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Exchequer
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34306     0  "1"     0     # EXCHQUER  13.80       PGEN=94.50  QGEN=8.77 
 0 
  #
  #
  # (358)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Kerckhoff 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (359)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Kerckhoff
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (360)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Kerckhoff
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (361)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Kerckhoff
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
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  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (362)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Kerckhoff
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (363)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Kerckhoff
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (364)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Kerckhoff
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (365)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Kerckhoff 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (366)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Kerckhoff
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (367)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Kerckhoff
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (368)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Kerckhoff
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 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (369)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Kerckhoff
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (370)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Kerckhoff
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (371)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Kerckhoff
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (372)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Kerckhoff
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (373)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Kerckhoff
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34308     0  "1"     0     # KERCKHOF  13.80       PGEN=129.00  QGEN=16.00 
 0 
  #
  #
  # (374)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Helms Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (375)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Helms Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (376)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Helms Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
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  # (377)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Helms Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (378)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Helms Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (379)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Helms Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (380)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Helms Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (381)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Helms Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (382)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Helms Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (383)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Helms Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
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  #
  #
  # (384)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Helms Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (385)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Helms Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (386)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Helms Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (387)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Helms Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (388)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Helms Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (389)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Helms Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  34600     0  "1"     0     # HELMS 1   18.00       PGEN=404.00  QGEN=66.02 
 0 
  #
  #
  # (390)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Kearney 230 kV Line and Melones Unit 1 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (391)  L-1/G-1 OVERLAPPING OUTAGE 
  # Panoche - Helm 230 kV Line and Melones Unit 1 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (392)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #1 230 kV Line and Melones Unit 1 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
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 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (393)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Panoche #2 230 kV Line and Melones Unit 1 
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (394)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helm - McCall 230 kV Line and Melones Unit 1 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (395)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #1 230 kV Line and Melones Unit 1
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (396)  L-1/G-1 OVERLAPPING OUTAGE 
  # Helms - Gregg #2 230 kV Line and Melones Unit 1
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (397)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #1 230 kV Line and Melones Unit 1
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (398)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Herndon #2 230 kV Line and Melones Unit 1
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (399)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gregg - Ashlan 230 kV Line and Melones Unit 1
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (400)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Gregg 230 kV Line and Melones Unit 1
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
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  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (401)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Kearney 230 kV Line and Melones Unit 1 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (402)  L-1/G-1 OVERLAPPING OUTAGE 
  # Herndon - Ashlan 230 kV Line and Melones Unit 1
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (403)  L-1/G-1 OVERLAPPING OUTAGE 
  # Haas - McCall 230 kV Line and Melones Unit 1
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (404)  L-1/G-1 OVERLAPPING OUTAGE 
  # Balch - McCall 230 kV Line and Melones Unit 1
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (405)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - McCall 230 kV Line and Melones Unit 1
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (406)  L-1/G-1 OVERLAPPING OUTAGE 
  # Templeton - Gates 230 kV Line and Melones Unit 1
 1  30900 30905  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  TEMPLETN 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (407)  L-1/G-1 OVERLAPPING OUTAGE 
  # Morro Bay - Gates 230 kV Line and Melones Unit 1
 1  30900 30915  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MORROBAY 230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
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  # (408)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Arco 230 kV Line and Melones Unit 1
 1  30900 30935  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  ARCO     230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
  # (409)  L-1/G-1 OVERLAPPING OUTAGE 
  # Gates - Midway 230 kV Line and Melones Unit 1
 1  30900 30970  "1 "    0     # line from  GATES    230.00  BRKR to BRKR  MIDWAY   230.00 
  #
 3  37561     0  "1"     0     # MELONE1   13.80       PGEN=119.00  QGEN=60.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 sumpk category c contingency list (dctl and bus outages) 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sumpk category c contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)   C5 DCTL OUTAGE 
  # Wilson - Atwater and El Capitan - Wilson 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (2)   C5 DCTL OUTAGE 
  # Wilson - Atwater and Atwater - El Capitan 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (3)   C5 DCTL OUTAGE 
  # Wilson - Merced #2 and Wilson - Oro Loma 115 kV Lines 
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
  #
  #
  # (4)   C5 DCTL OUTAGE 
  # Panoche - Schindler #1 and #2 115 kV Lines
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (5)   C5 DCTL OUTAGE 
  # Gates - Panoche #1 and #2 230 kV Lines 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (6)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Los Banos - Dos Amigos 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (7)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Dos Amigos - Panoche 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
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 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (8)   C5 DCTL OUTAGE 
  # Los Banos - San Luis PGP #1 and #2 230 kV Lines 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)   C5 DCTL OUTAGE 
  # Bellota - Melones and Bellota - Warnerville 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30500 38208  "1 "    0     # line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00 
 1  38208 30515  "1 "    0     # line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00 
 4  38208     0  "2 "    0     # LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38) 
 0 
  #
  #
  # (10)   C5 DCTL OUTAGE 
  # Bellota - Melones and Warnerville - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (11)   C5 DCTL OUTAGE 
  # Bellota - Melones and Melones - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
 0 
  #
  #
  # (12)   C5 DCTL OUTAGE 
  # Melones - Wilson and Warnerville - Wilson 230 kV Lines 
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (13)   C5 DCTL OUTAGE 
  # Wilson - Borden and Wilson - Gregg 230 kV Lines 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (14)   C5 DCTL OUTAGE 
  # Moss Landing - Panoche and Coburn - Panoche 230 kV Lines 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  # 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
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  # (15)   C5 DCTL OUTAGE 
  # Panoche - Helm and Panoche - Kearney 230 kV Lines
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (16) BUS FAULT  30765  "LOSBANOS" Bus Section 1 
  #
 1  30765  30670  "1"    0     # LINE from  LOSBANOS 230.00  to  WESTLEY  230.00 
 1  30765  30790  "2"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38625  "1"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 1  30765  38625  "2"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 2  30765  34214  "3"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 6  30765     0  "v"     0     # drop Los Banos 230 kV shunt Caps
 0 
  #
  #
  # (17) BUS FAULT  30765  "LOSBANOS" Bus Section 2 
  #
 1  30765  30790  "1"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38615  "1"    0     # LINE from  LOSBANOS 230.00  to  DS AMIGO 230.00 
 2  30765  34214  "4"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 0 
  #
  #
  # (18) BUS FAULT  30790  "PANOCHE" Bus Section 1 
  #
 1  30790  30760  "1"    0     # LINE from  PANOCHE  230.00  to  COBURN   230.00 
 1  30790  30765  "1"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30765  "2"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30825  "1"    0     # LINE from  PANOCHE  230.00  to  MCMULLN1 230.00 
 1  30790  30900  "1"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 2  30790  30791  "1"    0     # TRAN from  PANOCHE  230.00  to  PNCHE 1M 230.00 
 0 
  #
  #
  # (19) BUS FAULT  30790  "PANOCHE" Bus Section 2 
  #
 1  30790  30750  "1"    0     # LINE from  PANOCHE  230.00  to  MOSSLND2 230.00 
 1  30790  30793  "1"    0     # LINE from  PANOCHE  230.00  to  PANO_EC  230.00 
 1  30790  30873  "1"    0     # LINE from  PANOCHE  230.00  to  HELM     230.00 
 1  30790  30900  "2"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 1  30790  38615  "1"    0     # LINE from  PANOCHE  230.00  to  DS AMIGO 230.00 
 2  30790  34158  "2"    0     # TRAN from  PANOCHE  230.00  to  PANOCHE  115.00 
 0 
  #
  #
  # (20) BUS FAULT  34100  "CHWCHLLA" 
  #
 1  34100  34101  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTAN T 115.00 
 1  34100  34105  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTANJ1 115.00 
 4  34100     0  "1 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==10.13(2.06) 
 4  34100     0  "2 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==13.86(2.82) 
 0 
  #
  #
  # (21) BUS FAULT  34104  "ATWATER" 
  #
 1  34104  34106  "1"    0     # LINE from  ATWATER  115.00  to  CASTLE   115.00 
 1  34104  34108  "1"    0     # LINE from  ATWATER  115.00  to  CRESEY T 115.00 
 1  34104  34134  "1"    0     # LINE from  ATWATER  115.00  to  WILSON A 115.00 
 4  34104     0  "1 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==32.40(6.57) 
 4  34104     0  "2 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==28.36(5.76) 
 0 
  #
  #
  # (22) BUS FAULT  34112  "EXCHEQUR" 
  #
 1  34112  34116  "1"    0     # LINE from  EXCHEQUR 115.00  to  LE GRAND 115.00 
 2  34112  34176  "1"    0     # TRAN from  EXCHEQUR 115.00  to  EXCHQRTP 115.00 
 0 
  #
  #
  # (23) BUS FAULT  34116  "LE GRAND" 



APPENDIX B – ISO CATEGORY C SUMMER PEAK AUTOCON INPUT FILE 

APPENDIX B - 193 

  #
 1  34116  34101  "1"    0     # LINE from  LE GRAND 115.00  to  CERTAN T 115.00 
 1  34116  34112  "1"    0     # LINE from  LE GRAND 115.00  to  EXCHEQUR 115.00 
 1  34116  34134  "1"    0     # LINE from  LE GRAND 115.00  to  WILSON A 115.00 
 1  34116  34154  "1"    0     # LINE from  LE GRAND 115.00  to  DAIRYLND 115.00 
 4  34116     0  "1 "    0     # LOAD-DROP    LE GRAND 115.00  LOAD==13.41(2.72) 
 0 
  #
  #
  # (24) BUS FAULT  34134  "WILSON A" 
  #
 1  34134  34116  "1"    0     # LINE from  WILSON A 115.00  to  LE GRAND 115.00 
 1  34134  34104  "1"    0     # LINE from  WILSON A 115.00  to  ATWATER  115.00 
 1  34134  34136  "1"    0     # LINE from  WILSON A 115.00  to  WILSON B 115.00 
 1  34134  34144  "1"    0     # LINE from  WILSON A 115.00  to  MERCED   115.00 
 2  34134  30800  "1"    0     # TRAN from  WILSON A 115.00  to  WILSON   230.00 
 4  34134     0  "3 "    0     # LOAD-DROP    WILSON A 115.00  LOAD==18.66(3.79) 
 6  34134     0  "v"     0     # drop Wilson A 115 kV shunt Caps
 0 
  #
  #
  # (25) BUS FAULT  34136  "WILSON B" 
  #
 1  34136  34118  "1"    0     # LINE from  WILSON B 115.00  to  LE GRNDJ 115.00 
 1  34136  34134  "1"    0     # LINE from  WILSON B 115.00  to  WILSON A 115.00 
 1  34136  34138  "1"    0     # LINE from  WILSON B 115.00  to  EL CAPTN 115.00 
 1  34136  34144  "2"    0     # LINE from  WILSON B 115.00  to  MERCED   115.00 
 2  34136  30800  "2"    0     # TRAN from  WILSON B 115.00  to  WILSON   230.00 
 0 
  #
  #
  # (26) BUS FAULT  34138  "EL CAPTN" 
  #
 1  34138  34106  "1"    0     # LINE from  EL CAPTN 115.00  to  CASTLE   115.00 
 1  34138  34136  "1"    0     # LINE from  EL CAPTN 115.00  to  WILSON B 115.00 
 4  34138     0  "1 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==19.47(3.95) 
 4  34138     0  "2 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==25.91(5.26) 
 4  34138     0  "3 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==33.05(6.71) 
 0 
  #
  #
  # (27) BUS FAULT  34144  "MERCED" 
  #
 1  34144  34110  "1"    0     # LINE from  MERCED   115.00  to  ATWATR J 115.00 
 1  34144  34134  "1"    0     # LINE from  MERCED   115.00  to  WILSON A 115.00 
 1  34144  34136  "2"    0     # LINE from  MERCED   115.00  to  WILSON B 115.00 
 2  34144  34146  "2"    0     # TRAN from  MERCED   115.00  to  MERCED M 115.00 
 4  34144     0  "1 "    0     # LOAD-DROP    MERCED   115.00  LOAD==37.10(7.53) 
 4  34144     0  "3 "    0     # LOAD-DROP    MERCED   115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (28) BUS FAULT  34154  "DAIRYLND" 
  #
 1  34154  34116  "1"    0     # LINE from  DAIRYLND 115.00  to  LE GRAND 115.00 
 1  34154  34150  "1"    0     # LINE from  DAIRYLND 115.00  to  NEWHALL  115.00 
 4  34154     0  "1 "    0     # LOAD-DROP    DAIRYLND 115.00  LOAD==25.82(5.24) 
 0 
  #
  #
  # (29) BUS FAULT  34158  "PANOCHE" Bus Section 1 
  #
 1  34158  34149  "1"    0     # LINE from  PANOCHE  115.00  to  CHENYT   115.00 
 1  34158  34159  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHEJ 115.00 
 2  34158  30790  "2"    0     # TRAN from  PANOCHE  115.00  to  PANOCHE  230.00 
 2  34158  34186  "1"    0     # TRAN from  PANOCHE  115.00  to  DG_PAN1   13.80 
 0 
  #
  #
  # (30) BUS FAULT  34158  "PANOCHE" Bus Section 2 
  #
 1  34158  34157  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHET 115.00 
 1  34158  34189  "1"    0     # LINE from  PANOCHE  115.00  to  STARWOOD 115.00 
 1  34158  34350  "1"    0     # LINE from  PANOCHE  115.00  to  KAMM     115.00 
 2  34158  30791  "1"    0     # TRAN from  PANOCHE  115.00  to  PNCHE 1M 230.00 
 0 
  #
  #
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  # (31) BUS FAULT  34200  "ORO LOMA" 
  #
 1  34200  34218  "1"    0     # LINE from  ORO LOMA  70.00  to  DOS PALS  70.00 
 1  34200  34222  "1"    0     # LINE from  ORO LOMA  70.00  to  MRCYSPRS  70.00 
 1  34200  34234  "1"    0     # LINE from  ORO LOMA  70.00  to  POSO J1   70.00 
 2  34200  34162  "2"    0     # TRAN from  ORO LOMA  70.00  to  ORO LOMA 115.00 
 4  34200     0  "1 "    0     # LOAD-DROP    ORO LOMA  70.00  LOAD==8.64(1.75) 
 0 
  #
  #
  # (32) BUS FAULT  34202  "MERCED" 
  #
 1  34202  34203  "1"    0     # LINE from  MERCED    70.00  to  ELNIDOTP  70.00 
 1  34202  34230  "1"    0     # LINE from  MERCED    70.00  to  MRCDFLLS  70.00 
 2  34202  34146  "2"    0     # TRAN from  MERCED    70.00  to  MERCED M 115.00 
 0 
  #
  #
  # (33) BUS FAULT  34206  "CANAL" 
  #
 1  34206  34212  "1"    0     # LINE from  CANAL     70.00  to  LVNGSTNT  70.00 
 1  34206  34216  "1"    0     # LINE from  CANAL     70.00  to  SNTA RTA  70.00 
 1  34206  34220  "1"    0     # LINE from  CANAL     70.00  to  ORTIGA    70.00 
 4  34206     0  "1 "    0     # LOAD-DROP    CANAL     70.00  LOAD==30.56(6.21) 
 4  34206     0  "2 "    0     # LOAD-DROP    CANAL     70.00  LOAD==31.27(6.35) 
 0 
  #
  #
  # (34) BUS FAULT  34214  "LOS BANS" 
  #
 1  34214  34208  "1"    0     # LINE from  LOS BANS  70.00  to  CHEVPIPE  70.00 
 1  34214  34272  "1"    0     # LINE from  LOS BANS  70.00  to  WRGHT PP  70.00 
 1  34214  34278  "1"    0     # LINE from  LOS BANS  70.00  to  PCHCO PP  70.00 
 1  34214  34282  "1"    0     # LINE from  LOS BANS  70.00  to  ONLL PMP  69.00 
 2  34214  30765  "3"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 2  34214  30765  "4"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 0 
  #
  #
  # (35) BUS FAULT  34216  "SNTA RTA" 
  #
 1  34216  34206  "1"    0     # LINE from  SNTA RTA  70.00  to  CANAL     70.00 
 1  34216  34218  "1"    0     # LINE from  SNTA RTA  70.00  to  DOS PALS  70.00 
 4  34216     0  "1 "    0     # LOAD-DROP    SNTA RTA  70.00  LOAD==7.48(1.52) 
 0 
  #
  #
  # (36) BUS FAULT  34230  "MRCDFLLS" 
  #
 1  34230  34202  "1"    0     # LINE from  MRCDFLLS  70.00  to  MERCED    70.00 
 1  34230  34321  "1"    0     # LINE from  MRCDFLLS  70.00  to  MCSWAINJ  70.00 
 2  34230  34322  "1"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 2  34230  34322  "2"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 4  34230     0  "2 "    0     # LOAD-DROP    MRCDFLLS  70.00  LOAD==8.94(1.82) 
 0 
  #
  #
  # (37) BUS FAULT  34238  "BONITA" 
  #
 1  34238  34236  "1"    0     # LINE from  BONITA    70.00  to  POSO J2   70.00 
 1  34238  34255  "1"    0     # LINE from  BONITA    70.00  to  TRIGO J   70.00 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 0 
  #
  #
  # (38) BUS FAULT  34240  "GLASS" 
  #
 1  34240  34237  "1"    0     # LINE from  GLASS     70.00  to  CANANDGA  70.00 
 1  34240  34256  "1"    0     # LINE from  GLASS     70.00  to  BORDEN    70.00 
 4  34240     0  "1 "    0     # LOAD-DROP    GLASS     70.00  LOAD==9.05(4.89) 
 0 
  #
  #
  # (39) BUS FAULT  34252  "MADERA" 
  #
 1  34252  34254  "1"    0     # LINE from  MADERA    70.00  to  TRIGO     70.00 
 1  34252  34256  "1"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
 1  34252  34256  "2"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
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 4  34252     0  "1 "    0     # LOAD-DROP    MADERA    70.00  LOAD==17.99(3.65) 
 4  34252     0  "2 "    0     # LOAD-DROP    MADERA    70.00  LOAD==23.16(4.71) 
 6  34252     0  "v"     0     # drop Madera 70 kV shunt Caps
 0 
  #
  #
  # (40) BUS FAULT  34256  "BORDEN" 
  #
 1  34256  34252  "1"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34252  "2"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34240  "1"    0     # LINE from  BORDEN    70.00  to  GLASS     70.00 
 1  34256  34262  "1"    0     # LINE from  BORDEN    70.00  to  CASSIDY   70.00 
 2  34256  30805  "1"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 2  34256  30805  "2"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 0 
  #
  #
  # (41) BUS FAULT  34268  "MENDOTA" 
  #
 1  34268  34267  "1"    0     # LINE from  MENDOTA   70.00  to  TOMATAK   70.00 
 1  34268  34269  "1"    0     # LINE from  MENDOTA   70.00  to  BIOMSJCT  70.00 
 2  34268  34156  "1"    0     # TRAN from  MENDOTA   70.00  to  MENDOTA  115.00 
 0 
  #
  #
  # 2011 sumpk category c contingency list 
  # Fresno Zone 314 
  #
  #
  # (42)   C5 DCTL OUTAGE 
  # Gates - Schindler and Gates - Huron #1 70 kV Lines 
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron #2 in this outage
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (43)   C5 DCTL OUTAGE 
  # Barton - Sanger and Manchester - Sanger 115 kV Lines 
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (44)   C5 DCTL OUTAGE 
  # Herndon - Barton and Herndon - Manchester 115 kV Lines
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (45)   C5 DCTL OUTAGE 
  # Herndon - Barton and Manchester - Sanger 115 kV Lines 
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (46)   C5 DCTL OUTAGE 
  # Herndon - Bullard #1 and #2 115 kV Lines 
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
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  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (47)   C5 DCTL OUTAGE 
  # Kerckhoff - Clovis - Sanger #1 and #2 115 kV Lines 
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (48)   C5 DCTL OUTAGE 
  # Kingburg - Corcoran #1 and #2 115 kV Lines 
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (49)   C5 DCTL OUTAGE 
  # Kings River - Sanger - Reedley and Balch - Sanger 115 kV Lines 
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (50)   C5 DCTL OUTAGE 
  # McCall - Kingsburg #1 and #2 115 kV Lines 
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
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  #
  # (51)   C5 DCTL OUTAGE 
  # McCall - Sanger #1 and #2 115 kV Lines 
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (52)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - West Fresno 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (53)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - McCall 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (54)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gates - McCall 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (55)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Gates - Gregg 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (56)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Panoche - Helm 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (57)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Helm - McCall 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (58)   C5 DCTL OUTAGE 
  # Helm - McCall and Gates - McCall 230 kV Lines 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
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 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (59)   C5 DCTL OUTAGE 
  # Helms - Gregg #1 and #2 230 kV Lines 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (60)   C5 DCTL OUTAGE 
  # Gregg - Herndon #1 and #2 230 kV Lines 
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (61)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Herndon - Ashlan 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (62)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Gates - Gregg 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (63)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gregg - Ashlan 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (64)   C5 DCTL OUTAGE 
  # Herndon - Ashlan and Gregg - Ashlan 230 kV Lines 
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
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 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (65)   C5 DCTL OUTAGE 
  # Haas - McCall and Balch - McCall 230 kV Lines 
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (66) BUS FAULT  30820  "HELMS PP" 
  #
 1  30820  30810  "1"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 1  30820  30810  "2"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 2  30820  34600  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 1   18.00 
 2  30820  34602  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 2   18.00 
 2  30820  34604  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 3   18.00 
 0 
  #
  #
  # (67) BUS FAULT  30830  "KEARNEY" 
  #
 1  30830  30825  "1"    0     # LINE from  KEARNEY  230.00  to  MCMULLN1 230.00 
 1  30830  30835  "1"    0     # LINE from  KEARNEY  230.00  to  HERNDON  230.00 
 2  30830  34480  "2"    0     # TRAN from  KEARNEY  230.00  to  KEARNEY   70.00 
 0 
  #
  #
  # (68) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 1 
  #
 1  30835  30810  "1"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30830  "1"    0     # LINE from  HERNDON  230.00  to  KEARNEY  230.00 
 2  30835  30882  "1"    0     # TRAN from  HERNDON  230.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (69) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 2 
  #
 1  30835  30810  "2"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30840  "1"    0     # LINE from  HERNDON  230.00  to  FGRDN T1 230.00 
 2  30835  30883  "2"    0     # TRAN from  HERNDON  230.00  to  HERNDN2M 115.00 
 0 
  #
  #
  # (70) BUS FAULT  30841  "FIGRDN 1" 
  #
 1  30841  30840  "1"    0     # LINE from  FIGRDN 1 230.00  to  FGRDN T1 230.00 
 1  30841  30846  "1"    0     # LINE from  FIGRDN 1 230.00  to  FIGRDN 2 230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 0 
  #
  #
  # (71) BUS FAULT  30846  "FIGRDN 2" 
  #
 1  30846  30841  "1"    0     # LINE from  FIGRDN 2 230.00  to  FIGRDN 1 230.00 
 1  30846  30845  "1"    0     # LINE from  FIGRDN 2 230.00  to  FGRDN T2 230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
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 0 
  #
  #
  # (72) BUS FAULT  30850  "ASHLAN" 
  #
 1  30850  30840  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T1 230.00 
 1  30850  30845  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T2 230.00 
 4  30850     0  "1 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==69.20(13.40) 
 4  30850     0  "2 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==64.54(12.84) 
 4  30850     0  "3 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==65.51(12.49) 
 0 
  #
  #
  # (73) BUS FAULT  30873  "HELM" 
  #
 1  30873  30790  "1"    0     # LINE from  HELM     230.00  to  PANOCHE  230.00 
 1  30873  30875  "1"    0     # LINE from  HELM     230.00  to  MC CALL  230.00 
 2  30873  34474  "1"    0     # TRAN from  HELM     230.00  to  HELM      70.00 
 0 
  #
  #
  # (74) BUS FAULT  30874  "Q128STN" 
  # post-project outage 
 1  30874  30875  "1"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 1  30874  30875  "2"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 2  30874  34685  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT1  16.50 
 2  30874  34686  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT2  16.50 
 2  30874  34687  "1"    0     # TRAN from  Q128STN  230.00  to  Q128STG  16.50 
 0 
  #
  #
  # (75) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 1 
  # pre and post-project outage 
 1  30875  30870  "1"    0     # LINE from  MC CALL  230.00  to  PINE FLT 230.00 
 1  30875  30874  "1"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 1  30875  30880  "1"    0     # LINE from  MC CALL  230.00  to  HENTAP2  230.00 
 2  30875  30877  "2"    0     # TRAN from  MC CALL  230.00  to  MCCALL2M 115.00 
 6  30875  0      "v"    0     # SVD  from  MC CALL  230.00 
 0 
  #
  #
  # (76) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 2 
  # pre and post-project outage 
 1  30875  30873  "1"    0     # LINE from  MC CALL  230.00  to  HELM     230.00 
 1  30875  30860  "1"    0     # LINE from  MC CALL  230.00  to  BALCH3TP 230.00 
 1  30875  30874  "2"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 2  30875  30876  "1"    0     # TRAN from  MC CALL  230.00  to  MCCALL1M 115.00 
 2  30875  30878  "3"    0     # TRAN from  MC CALL  230.00  to  MCCALL3M 115.00 
 0 
  #
  #
  # (77) BUS FAULT  30881  "HENRIETA" 
  #
 1  30881  30879  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP1  230.00 
 1  30881  30880  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP2  230.00 
 2  30881  34430  "3"    0     # TRAN from  HENRIETA 230.00  to  HENRETTA 115.00 
 2  30881  34540  "2"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 2  30881  34540  "4"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 0 
  #
  #
  # (78) BUS FAULT  30900  "GATES" 230 kV Bus Section 1D 
  #
 1  30900  30790  "1"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30905  "1"    0     # LINE from  GATES    230.00  to  TEMPLETN 230.00 
 2  30900  30901  "1"    0     # TRAN from  GATES    230.00  to  GATES 1M 230.00 
 6  30900  0      "v"    0     # SVD  from  GATES    230.00 
 0 
  #
  #
  # (79) BUS FAULT  30900  "GATES" 230 kV Bus Section 2D 
  #
 1  30900  30790  "2"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30915  "1"    0     # LINE from  GATES    230.00  to  MORROBAY 230.00 
 0 
  #
  #
  # (80) BUS FAULT  30900  "GATES" 230 kV Bus Section 1E 
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  #
 1  30900  30879  "1"    0     # LINE from  GATES    230.00  to  HENTAP1  230.00 
 1  30900  30935  "1"    0     # LINE from  GATES    230.00  to  ARCO     230.00 
 0 
  #
  #
  # (81) BUS FAULT  30900  "GATES" 230 kV Bus Section 2E 
  #
 1  30900  30880  "1"    0     # LINE from  GATES    230.00  to  HENTAP2  230.00 
 1  30900  30970  "1"    0     # LINE from  GATES    230.00  to  MIDWAY   230.00 
 0 
  #
  #
  # (82) BUS FAULT  34356  "KERCKHF1" 
  #
 1  34356  34123  "2"    0     # LINE from  KERCKHF1 115.00  to  K1-JCT   115.00 
 1  34356  34358  "1"    0     # LINE from  KERCKHF1 115.00  to  KERCKHF2 115.00 
 2  34356  34344  "1"    0     # TRAN from  KERCKHF1 115.00  to  KERCKHOF   6.60 
 0 
  #
  #
  # (83) BUS FAULT  34358  "KERCKHF2" 
  #
 1  34358  34123  "2"    0     # LINE from  KERCKHF2 115.00  to  K1-JCT   115.00 
 1  34358  34356  "1"    0     # LINE from  KERCKHF2 115.00  to  KERCKHF1 115.00 
 1  34358  34360  "1"    0     # LINE from  KERCKHF2 115.00  to  WWARD JT 115.00 
 1  34358  34365  "1"    0     # LINE from  KERCKHF2 115.00  to  CLOVISJ2 115.00 
 2  34358  34308  "1"    0     # TRAN from  KERCKHF2 115.00  to  KERCKHOF  13.80 
 0 
  #
  #
  # (84) BUS FAULT  34361  "AIRWAYS" 
  #
 1  34361  34357  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ1 115.00 
 1  34361  34359  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ2 115.00 
 4  34361     0  "1 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==38.39(7.43) 
 4  34361     0  "2 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==12.60(2.56) 
 0 
  #
  #
  # (85) BUS FAULT  34362  "CLOVIS-1" 
  #
 1  34362  34363  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVISJ1 115.00 
 1  34362  34364  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVIS-2 115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 0 
  #
  #
  # (86) BUS FAULT  34364  "CLOVIS-2" 
  #
 1  34364  34362  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVIS-1 115.00 
 1  34364  34365  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVISJ2 115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 0 
  #
  #
  # (87) BUS FAULT  34366  "SANGER" 
  #
 1  34366  34363  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ1 115.00 
 1  34366  34365  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ2 115.00 
 1  34366  34359  "1"    0     # LINE from  SANGER   115.00  to  AIRWAYJ2 115.00 
 1  34366  34368  "1"    0     # LINE from  SANGER   115.00  to  LASPALMS 115.00 
 1  34366  34370  "1"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "2"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "3"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34372  "1"    0     # LINE from  SANGER   115.00  to  MALAGA   115.00 
 1  34366  34389  "1"    0     # LINE from  SANGER   115.00  to  RAINBWTP 115.00 
 1  34366  34396  "1"    0     # LINE from  SANGER   115.00  to  PIEDRA 2 115.00 
 1  34366  34488  "1"    0     # LINE from  SANGER   115.00  to  SANGER    70.00 
 2  34366  34590  "1"    0     # TRAN from  SANGER   115.00  to  SANGR3T  115.00 
 4  34366     0  "1 "    0     # LOAD-DROP    SANGER   115.00  LOAD==24.26(4.93) 
 0 
  #
  #
  # (88) BUS FAULT  34372  "MALAGA" 
  #
 1  34372  34366  "1"    0     # LINE from  MALAGA   115.00  to  SANGER   115.00 
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 1  34372  34376  "1"    0     # LINE from  MALAGA   115.00  to  PPG      115.00 
 1  34372  34379  "1"    0     # LINE from  MALAGA   115.00  to  MALAGATP 115.00 
 1  34372  34381  "1"    0     # LINE from  MALAGA   115.00  to  KRCDP    115.00 
 4  34372     0  "1 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==25.25(5.12) 
 4  34372     0  "2 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==22.76(4.62) 
 4  34372     0  "3 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==23.13(4.69) 
 0 
  #
  #
  # (89) BUS FAULT  34378  "GATES" 
  #
 2  34378  30901  "1"    0     # TRAN from  GATES    115.00  to  GATES 1M 230.00 
 2  34378  34552  "2"    0     # TRAN from  GATES    115.00  to  GATES     70.00 
 4  34378     0  "3 "    0     # LOAD-DROP    GATES    115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (90) BUS FAULT  34380  "REEDLEY" 
  #
 1  34380  34384  "1"    0     # LINE from  REEDLEY  115.00  to  GERAWAN  115.00 
 1  34380  34394  "1"    0     # LINE from  REEDLEY  115.00  to  PIEDRA 1 115.00 
 2  34380  34492  "1"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 2  34380  34492  "2"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 4  34380     0  "3 "    0     # LOAD-DROP    REEDLEY  115.00  LOAD==26.17(5.31) 
 0 
  #
  #
  # (91) BUS FAULT  34382  "WAHTOKE" 
  #
 1  34382  34370  "1"    0     # LINE from  WAHTOKE  115.00  to  MC CALL  115.00 
 1  34382  34384  "1"    0     # LINE from  WAHTOKE  115.00  to  GERAWAN  115.00 
 4  34382     0  "2 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==30.36(6.17) 
 4  34382     0  "3 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==20.84(4.24) 
 0 
  #
  #
  # (92) BUS FAULT  34400  "KNGSRVR1" 
  #
 1  34400  34394  "1"    0     # LINE from  KNGSRVR1 115.00  to  PIEDRA 1 115.00 
 2  34400  34616  "1"    0     # TRAN from  KNGSRVR1 115.00  to  KINGSRIV  13.80 
 0 
  #
  #
  # (93) BUS FAULT  34402  "CAL AVE" 
  #
 1  34402  34390  "1"    0     # LINE from  CAL AVE  115.00  to  DANISHCM 115.00 
 1  34402  34404  "1"    0     # LINE from  CAL AVE  115.00  to  WST FRSO 115.00 
 4  34402     0  "1 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==28.95(5.87) 
 4  34402     0  "2 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==31.26(6.35) 
 4  34402     0  "3 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==24.42(4.96) 
 0 
  #
  #
  # (94) BUS FAULT  34404  "WST FRSO" 
  #
 1  34404  34370  "1"    0     # LINE from  WST FRSO 115.00  to  MC CALL  115.00 
 1  34404  34402  "1"    0     # LINE from  WST FRSO 115.00  to  CAL AVE  115.00 
 4  34404     0  "1 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==37.55(7.63) 
 4  34404     0  "2 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==39.04(7.93) 
 0 
  #
  #
  # (95) BUS FAULT  34408  "BARTON" 
  #
 1  34408  34359  "1"    0     # LINE from  BARTON   115.00  to  AIRWAYJ2 115.00 
 1  34408  34412  "1"    0     # LINE from  BARTON   115.00  to  HERNDON  115.00 
 4  34408     0  "1 "    0     # LOAD-DROP    BARTON   115.00  LOAD==43.27(8.79) 
 4  34408     0  "2 "    0     # LOAD-DROP    BARTON   115.00  LOAD==37.15(7.54) 
 4  34408     0  "3 "    0     # LOAD-DROP    BARTON   115.00  LOAD==26.96(5.47) 
 0 
  #
  #
  # (96) BUS FAULT  34410  "MANCHSTR" 
  #
 1  34410  34357  "1"    0     # LINE from  MANCHSTR 115.00  to  AIRWAYJ1 115.00 
 1  34410  34412  "1"    0     # LINE from  MANCHSTR 115.00  to  HERNDON  115.00 
 4  34410     0  "1 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.28(5.13) 
 4  34410     0  "2 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.47(5.18) 
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 4  34410     0  "3 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==36.21(7.36) 
 0 
  #
  #
  # (97) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 1 
  #
 1  34412  34408  "1"    0     # LINE from  HERNDON  115.00  to  BARTON   115.00 
 1  34412  34409  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ2   115.00 
 2  34412  30882  "1"    0     # TRAN from  HERNDON  115.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (98) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 2 
  #
 1  34412  34410  "1"    0     # LINE from  HERNDON  115.00  to  MANCHSTR 115.00 
 1  34412  34411  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ1   115.00 
 1  34412  34422  "1"    0     # LINE from  HERNDON  115.00  to  CHLDHOSP 115.00 
 0 
  #
  #
  # (99) BUS FAULT  34413  "PNEDLE" 
  #
 1  34413  34409  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ2   115.00 
 1  34413  34411  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ1   115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 0 
  #
  #
  # (100) BUS FAULT  34414  "WOODWARD" 
  #
 1  34414  34360  "1"    0     # LINE from  WOODWARD 115.00  to  WWARD JT 115.00 
 1  34414  34422  "1"    0     # LINE from  WOODWARD 115.00  to  CHLDHOSP 115.00 
 4  34414     0  "1 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==42.25(8.58) 
 4  34414     0  "2 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==52.69(10.70) 
 4  34414     0  "3 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==44.09(8.95) 
 0 
  #
  #
  # (101) BUS FAULT  34416  "BULLARD" 
  #
 1  34416  34409  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ2   115.00 
 1  34416  34411  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ1   115.00 
 4  34416     0  "1 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.87(9.11) 
 4  34416     0  "2 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.65(9.07) 
 4  34416     0  "3 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==42.52(8.63) 
 0 
  #
  #
  # (102) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section D 
  #
 1  34418  34417  "1"    0     # LINE from  KINGSBRG 115.00  to  KINGS J2 115.00 
 1  34418  34428  "1"    0     # LINE from  KINGSBRG 115.00  to  CONTADNA 115.00 
 1  34418  34420  "2"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 4  34418     0  "1 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==39.24(7.96) 
 0 
  #
  #
  # (103) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section E 
  #
 1  34418  34420  "1"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 1  34418  34423  "1"    0     # LINE from  KINGSBRG 115.00  to  GAURD J1 115.00 
 2  34418  34576  "2"    0     # TRAN from  KINGSBRG 115.00  to  KNGLOBUS  70.00 
 4  34418     0  "3 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==24.32(4.94) 
 0 
  #
  #
  # (104) BUS FAULT  34420  "CORCORAN" 
  #
 1  34420  34391  "1"    0     # LINE from  CORCORAN 115.00  to  QUEBECTP 115.00 
 1  34420  34418  "1"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 1  34420  34418  "2"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 2  34420  34528  "2"    0     # TRAN from  CORCORAN 115.00  to  CORCORAN  70.00 
 4  34420     0  "3 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==16.21(3.30) 
 4  34420     0  "4 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==17.81(3.61) 
 0 
  #
  #
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  # (105) BUS FAULT  34426  "ALPAUGH" 
  #
 1  34426  34391  "1"    0     # LINE from  ALPAUGH  115.00  to  QUEBECTP 115.00 
 1  34426  34700  "1"    0     # LINE from  ALPAUGH  115.00  to  SMYRNA   115.00 
 4  34426     0  "2 "    0     # LOAD-DROP    ALPAUGH  115.00  LOAD==5.62(1.14) 
 0 
  #
  #
  # (106) BUS FAULT  34430  "HENRETTA" 
  #
 1  34430  34521  "1"    0     # LINE from  HENRETTA 115.00  to  LEPRNOFD 115.00 
 2  34430  30881  "3"    0     # TRAN from  HENRETTA 115.00  to  HENRIETA 230.00 
 0 
  #
  #
  # (107) BUS FAULT  34452  "WISHON" 
  #
 1  34452  34260  "1"    0     # LINE from  WISHON    70.00  to  SJNO2     70.00 
 1  34452  34491  "1"    0     # LINE from  WISHON    70.00  to  AUBRYTP   70.00 
 2  34452  34658  "1"    0     # TRAN from  WISHON    70.00  to  WISHON     2.30 
 0 
  #
  #
  # (108) BUS FAULT  34460  "GUERNSEY" 
  #
 1  34460  34462  "1"    0     # LINE from  GUERNSEY  70.00  to  GUR3TPT   70.00 
 1  34460  34528  "1"    0     # LINE from  GUERNSEY  70.00  to  CORCORAN  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 0 
  #
  #
  # (109) BUS FAULT  34464  "COPPRMNE" 
  #
 1  34464  34454  "1"    0     # LINE from  COPPRMNE  70.00  to  RIVERROC  70.00 
 1  34464  34478  "1"    0     # LINE from  COPPRMNE  70.00  to  TVY VLLY  70.00 
 1  34464  34638  "1"    0     # LINE from  COPPRMNE  70.00  to  FRANTDM   70.00 
 1  34464  34491  "1"    0     # LINE from  COPPRMNE  70.00  to  AUBRYTP   70.00 
 4  34464     0  "1 "    0     # LOAD-DROP    COPPRMNE  70.00  LOAD==22.96(4.67) 
 0 
  #
  #
  # (110) BUS FAULT  34466  "BIOLA" 
  #
 1  34466  34264  "1"    0     # LINE from  BIOLA     70.00  to  EL PECO   70.00 
 1  34466  34482  "1"    0     # LINE from  BIOLA     70.00  to  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (111) BUS FAULT  34472  "SAN JOQN" 
  #
 1  34472  34471  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQJCT   70.00 
 1  34472  34473  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQTP    70.00 
 4  34472     0  "1 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==6.44(1.31) 
 4  34472     0  "2 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==3.92(0.79) 
 0 
  #
  #
  # (112) BUS FAULT  34474  "HELM" 
  #
 1  34474  34471  "1"    0     # LINE from  HELM      70.00  to  SNJQJCT   70.00 
 1  34474  34473  "1"    0     # LINE from  HELM      70.00  to  SNJQTP    70.00 
 1  34474  34556  "1"    0     # LINE from  HELM      70.00  to  STRD JCT  70.00 
 1  34474  34564  "1"    0     # LINE from  HELM      70.00  to  STROUD    70.00 
 2  34474  30873  "1"    0     # TRAN from  HELM      70.00  to  HELM     230.00 
 0 
  #
  #
  # (113) BUS FAULT  34478  "TVY VLLY" 
  #
 1  34478  34464  "1"    0     # LINE from  TVY VLLY  70.00  to  COPPRMNE  70.00 
 1  34478  34492  "1"    0     # LINE from  TVY VLLY  70.00  to  REEDLEY   70.00 
 4  34478     0  "1 "    0     # LOAD-DROP    TVY VLLY  70.00  LOAD==10.27(2.09) 
 0 
  #
  #
  # (114) BUS FAULT  34480  "KEARNEY" 
  #
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 1  34480  34481  "1"    0     # LINE from  KEARNEY   70.00  to  FRWWTAP   70.00 
 1  34480  34482  "1"    0     # LINE from  KEARNEY   70.00  to  OLDKERN   70.00 
 1  34480  34512  "1"    0     # LINE from  KEARNEY   70.00  to  CARUTHRS  70.00 
 2  34480  30830  "2"    0     # TRAN from  KEARNEY   70.00  to  KEARNEY  230.00 
 0 
  #
  #
  # (115) BUS FAULT  34484  "KERMAN" 
  #
 1  34484  34475  "1"    0     # LINE from  KERMAN    70.00  to  AGRCJCT   70.00 
 1  34484  34481  "1"    0     # LINE from  KERMAN    70.00  to  FRWWTAP   70.00 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 0 
  #
  #
  # (116) BUS FAULT  34486  "CALIFRNV" 
  #
 1  34486  34488  "1"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 1  34486  34488  "2"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 0 
  #
  #
  # (117) BUS FAULT  34488  "SANGER" 
  #
 1  34488  34486  "1"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34486  "2"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34366  "1"    0     # LINE from  SANGER    70.00  to  SANGER   115.00 
 1  34488  34487  "1"    0     # LINE from  SANGER    70.00  to  SNGRJCT   70.00 
 2  34488  34590  "1"    0     # TRAN from  SANGER    70.00  to  SANGR3T  115.00 
 0 
  #
  #
  # (118) BUS FAULT  34492  "REEDLEY" 
  #
 1  34492  34478  "1"    0     # LINE from  REEDLEY   70.00  to  TVY VLLY  70.00 
 1  34492  34490  "1"    0     # LINE from  REEDLEY   70.00  to  PARLIER   70.00 
 1  34492  34497  "1"    0     # LINE from  REEDLEY   70.00  to  DNUBAJCT  70.00 
 1  34492  34526  "1"    0     # LINE from  REEDLEY   70.00  to  ORSI JCT  70.00 
 2  34492  34380  "1"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 2  34492  34380  "2"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 4  34492     0  "1 "    0     # LOAD-DROP    REEDLEY   70.00  LOAD==17.42(3.54) 
 0 
  #
  #
  # (119) BUS FAULT  34500  "DINUBA" 
  #
 1  34500  34496  "1"    0     # LINE from  DINUBA    70.00  to  STCRRL J  70.00 
 1  34500  34497  "1"    0     # LINE from  DINUBA    70.00  to  DNUBAJCT  70.00 
 4  34500     0  "1 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==19.23(3.91) 
 4  34500     0  "2 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==9.33(1.90) 
 0 
  #
  #
  # (120) BUS FAULT  34512  "CARUTHRS" 
  #
 1  34512  34480  "1"    0     # LINE from  CARUTHRS  70.00  to  KEARNEY   70.00 
 1  34512  34510  "1"    0     # LINE from  CARUTHRS  70.00  to  CMDN JCT  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (121) BUS FAULT  34518  "LEMOORE" 
  #
 1  34518  34520  "1"    0     # LINE from  LEMOORE   70.00  to  LPRNO TP  70.00 
 1  34518  34522  "1"    0     # LINE from  LEMOORE   70.00  to  HNFRD SW  70.00 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (122) BUS FAULT  34528  "CORCORAN" 
  #
 1  34528  34460  "1"    0     # LINE from  CORCORAN  70.00  to  GUERNSEY  70.00 
 1  34528  34530  "1"    0     # LINE from  CORCORAN  70.00  to  BSWLL TP  70.00 
 2  34528  34420  "2"    0     # TRAN from  CORCORAN  70.00  to  CORCORAN 115.00 
 0 
  #
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  #
  # (123) BUS FAULT  34540  "HENRITTA" 
  #
 1  34540  34514  "1"    0     # LINE from  HENRITTA  70.00  to  MUSLSLGH  70.00 
 1  34540  34520  "1"    0     # LINE from  HENRITTA  70.00  to  LPRNO TP  70.00 
 1  34540  34537  "1"    0     # LINE from  HENRITTA  70.00  to  GWF_HENR  70.00 
 1  34540  34542  "1"    0     # LINE from  HENRITTA  70.00  to  JCBSCRNR  70.00 
 1  34540  34544  "1"    0     # LINE from  HENRITTA  70.00  to  TLRE LKE  70.00 
 2  34540  30881  "2"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 2  34540  30881  "4"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 4  34540     0  "1 "    0     # LOAD-DROP    HENRITTA  70.00  LOAD==8.20(1.67) 
 0 
  #
  #
  # (124) BUS FAULT  34544  "TLRE LKE" 
  #
 1  34544  34540  "1"    0     # LINE from  TLRE LKE  70.00  to  HENRITTA  70.00 
 1  34544  34550  "1"    0     # LINE from  TLRE LKE  70.00  to  CHEVPLIN  70.00 
 1  34544  34580  "1"    0     # LINE from  TLRE LKE  70.00  to  BDGR HLL  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 0 
  #
  #
  # (125) BUS FAULT  34552  "GATES" 
  #
 1  34552  34548  "1"    0     # LINE from  GATES     70.00  to  KETTLEMN  70.00 
 1  34552  34184  "1"    0     # LINE from  GATES     70.00  to  GATS2_TP  70.00 
 1  34552  34558  "1"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34558  "2"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34578  "1"    0     # LINE from  GATES     70.00  to  JACALITO  70.00 
 2  34552  34378  "2"    0     # TRAN from  GATES     70.00  to  GATES    115.00 
 0 
  #
  #
  # (126) BUS FAULT  34558  "HURON" 
  #
 1  34558  34552  "1"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34552  "2"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34560  "1"    0     # LINE from  HURON     70.00  to  CALFLAX   70.00 
 4  34558 34552  "1 "    1     # LOAD-TRANSFER  HURON     70.00  TO  GATES     70.00    LOAD==15.33(3.11) 
 0 
  #
  #
  # (127) BUS FAULT  34562  "SCHLNDLR" 
  #
 1  34562  34556  "1"    0     # LINE from  SCHLNDLR  70.00  to  STRD JCT  70.00 
 1  34562  34560  "1"    0     # LINE from  SCHLNDLR  70.00  to  CALFLAX   70.00 
 1  34562  34566  "1"    0     # LINE from  SCHLNDLR  70.00  to  PLSNTVLY  70.00 
 2  34562  34354  "1"    0     # TRAN from  SCHLNDLR  70.00  to  SCHINDLR 115.00 
 4  34562     0  "1 "    0     # LOAD-DROP    SCHLNDLR  70.00  LOAD==9.59(1.95) 
 0 
  #
  #
  # (128) BUS FAULT  34564  "STROUD" 
  #
 1  34564  34556  "1"    0     # LINE from  STROUD    70.00  to  STRD JCT  70.00 
 1  34564  34474  "1"    0     # LINE from  STROUD    70.00  to  HELM      70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (129) BUS FAULT  34570  "COLNGA 2" 
  #
 1  34570  34184  "1"    0     # LINE from  COLNGA 2  70.00  to  GATS2_TP  70.00 
 1  34570  34566  "1"    0     # LINE from  COLNGA 2  70.00  to  PLSNTVLY  70.00 
 1  34570  34572  "1"    0     # LINE from  COLNGA 2  70.00  to  TORNADO   70.00 
 2  34570  34652  "1"    0     # TRAN from  COLNGA 2  70.00  to  CHV.COAL   9.11 
 4  34570     0  "1 "    0     # LOAD-DROP    COLNGA 2  70.00  LOAD==8.23(1.67) 
 0 
  #
  #
  # (130) BUS FAULT  34574  "COLNGA 1" 
  #
 1  34574  34572  "1"    0     # LINE from  COLNGA 1  70.00  to  TORNADO   70.00 
 1  34574  34578  "1"    0     # LINE from  COLNGA 1  70.00  to  JACALITO  70.00 
 1  34574  36354  "1"    0     # LINE from  COLNGA 1  70.00  to  SAN MIGL  70.00 
 4  34574     0  "1 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.34(1.90) 
 4  34574     0  "2 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.99(2.03) 
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 0 
  #
  #
  # (131) BUS FAULT  34576  "KNGLOBUS" 
  #
 1  34576  34456  "1"    0     # LINE from  KNGLOBUS  70.00  to  HRDWK TP  70.00 
 1  34576  34508  "1"    0     # LINE from  KNGLOBUS  70.00  to  CAMDEN    70.00 
 2  34576  34418  "2"    0     # TRAN from  KNGLOBUS  70.00  to  KINGSBRG 115.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 sprpk category c contingency list (dctl and bus outages) 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sprpk category c contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)   C5 DCTL OUTAGE 
  # Wilson - Atwater and El Capitan - Wilson 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (2)   C5 DCTL OUTAGE 
  # Wilson - Atwater and Atwater - El Capitan 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (3)   C5 DCTL OUTAGE 
  # Wilson - Merced #2 and Wilson - Oro Loma 115 kV Lines 
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
  #
  #
  # (4)   C5 DCTL OUTAGE 
  # Panoche - Schindler #1 and #2 115 kV Lines
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (5)   C5 DCTL OUTAGE 
  # Gates - Panoche #1 and #2 230 kV Lines 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (6)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Los Banos - Dos Amigos 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (7)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Dos Amigos - Panoche 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
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 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (8)   C5 DCTL OUTAGE 
  # Los Banos - San Luis PGP #1 and #2 230 kV Lines 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)   C5 DCTL OUTAGE 
  # Bellota - Melones and Bellota - Warnerville 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30500 38208  "1 "    0     # line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00 
 1  38208 30515  "1 "    0     # line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00 
 4  38208     0  "2 "    0     # LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38) 
 0 
  #
  #
  # (10)   C5 DCTL OUTAGE 
  # Bellota - Melones and Warnerville - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (11)   C5 DCTL OUTAGE 
  # Bellota - Melones and Melones - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
 0 
  #
  #
  # (12)   C5 DCTL OUTAGE 
  # Melones - Wilson and Warnerville - Wilson 230 kV Lines 
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (13)   C5 DCTL OUTAGE 
  # Wilson - Borden and Wilson - Gregg 230 kV Lines 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (14)   C5 DCTL OUTAGE 
  # Moss Landing - Panoche and Coburn - Panoche 230 kV Lines 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  # 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
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  # (15)   C5 DCTL OUTAGE 
  # Panoche - Helm and Panoche - Kearney 230 kV Lines
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (16) BUS FAULT  30765  "LOSBANOS" Bus Section 1 
  #
 1  30765  30670  "1"    0     # LINE from  LOSBANOS 230.00  to  WESTLEY  230.00 
 1  30765  30790  "2"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38625  "1"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 1  30765  38625  "2"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 2  30765  34214  "3"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 6  30765     0  "v"     0     # drop Los Banos 230 kV shunt Caps
 0 
  #
  #
  # (17) BUS FAULT  30765  "LOSBANOS" Bus Section 2 
  #
 1  30765  30790  "1"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38615  "1"    0     # LINE from  LOSBANOS 230.00  to  DS AMIGO 230.00 
 2  30765  34214  "4"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 0 
  #
  #
  # (18) BUS FAULT  30790  "PANOCHE" Bus Section 1 
  #
 1  30790  30760  "1"    0     # LINE from  PANOCHE  230.00  to  COBURN   230.00 
 1  30790  30765  "1"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30765  "2"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30825  "1"    0     # LINE from  PANOCHE  230.00  to  MCMULLN1 230.00 
 1  30790  30900  "1"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 2  30790  30791  "1"    0     # TRAN from  PANOCHE  230.00  to  PNCHE 1M 230.00 
 0 
  #
  #
  # (19) BUS FAULT  30790  "PANOCHE" Bus Section 2 
  #
 1  30790  30750  "1"    0     # LINE from  PANOCHE  230.00  to  MOSSLND2 230.00 
 1  30790  30793  "1"    0     # LINE from  PANOCHE  230.00  to  PANO_EC  230.00 
 1  30790  30873  "1"    0     # LINE from  PANOCHE  230.00  to  HELM     230.00 
 1  30790  30900  "2"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 1  30790  38615  "1"    0     # LINE from  PANOCHE  230.00  to  DS AMIGO 230.00 
 2  30790  34158  "2"    0     # TRAN from  PANOCHE  230.00  to  PANOCHE  115.00 
 0 
  #
  #
  # (20) BUS FAULT  34100  "CHWCHLLA" 
  #
 1  34100  34101  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTAN T 115.00 
 1  34100  34105  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTANJ1 115.00 
 4  34100     0  "1 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==10.13(2.06) 
 4  34100     0  "2 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==13.86(2.82) 
 0 
  #
  #
  # (21) BUS FAULT  34104  "ATWATER" 
  #
 1  34104  34106  "1"    0     # LINE from  ATWATER  115.00  to  CASTLE   115.00 
 1  34104  34108  "1"    0     # LINE from  ATWATER  115.00  to  CRESEY T 115.00 
 1  34104  34134  "1"    0     # LINE from  ATWATER  115.00  to  WILSON A 115.00 
 4  34104     0  "1 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==32.40(6.57) 
 4  34104     0  "2 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==28.36(5.76) 
 0 
  #
  #
  # (22) BUS FAULT  34112  "EXCHEQUR" 
  #
 1  34112  34116  "1"    0     # LINE from  EXCHEQUR 115.00  to  LE GRAND 115.00 
 2  34112  34176  "1"    0     # TRAN from  EXCHEQUR 115.00  to  EXCHQRTP 115.00 
 0 
  #
  #
  # (23) BUS FAULT  34116  "LE GRAND" 
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  #
 1  34116  34101  "1"    0     # LINE from  LE GRAND 115.00  to  CERTAN T 115.00 
 1  34116  34112  "1"    0     # LINE from  LE GRAND 115.00  to  EXCHEQUR 115.00 
 1  34116  34134  "1"    0     # LINE from  LE GRAND 115.00  to  WILSON A 115.00 
 1  34116  34154  "1"    0     # LINE from  LE GRAND 115.00  to  DAIRYLND 115.00 
 4  34116     0  "1 "    0     # LOAD-DROP    LE GRAND 115.00  LOAD==13.41(2.72) 
 0 
  #
  #
  # (24) BUS FAULT  34134  "WILSON A" 
  #
 1  34134  34116  "1"    0     # LINE from  WILSON A 115.00  to  LE GRAND 115.00 
 1  34134  34104  "1"    0     # LINE from  WILSON A 115.00  to  ATWATER  115.00 
 1  34134  34136  "1"    0     # LINE from  WILSON A 115.00  to  WILSON B 115.00 
 1  34134  34144  "1"    0     # LINE from  WILSON A 115.00  to  MERCED   115.00 
 2  34134  30800  "1"    0     # TRAN from  WILSON A 115.00  to  WILSON   230.00 
 4  34134     0  "3 "    0     # LOAD-DROP    WILSON A 115.00  LOAD==18.66(3.79) 
 6  34134     0  "v"     0     # drop Wilson A 115 kV shunt Caps
 0 
  #
  #
  # (25) BUS FAULT  34136  "WILSON B" 
  #
 1  34136  34118  "1"    0     # LINE from  WILSON B 115.00  to  LE GRNDJ 115.00 
 1  34136  34134  "1"    0     # LINE from  WILSON B 115.00  to  WILSON A 115.00 
 1  34136  34138  "1"    0     # LINE from  WILSON B 115.00  to  EL CAPTN 115.00 
 1  34136  34144  "2"    0     # LINE from  WILSON B 115.00  to  MERCED   115.00 
 2  34136  30800  "2"    0     # TRAN from  WILSON B 115.00  to  WILSON   230.00 
 0 
  #
  #
  # (26) BUS FAULT  34138  "EL CAPTN" 
  #
 1  34138  34106  "1"    0     # LINE from  EL CAPTN 115.00  to  CASTLE   115.00 
 1  34138  34136  "1"    0     # LINE from  EL CAPTN 115.00  to  WILSON B 115.00 
 4  34138     0  "1 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==19.47(3.95) 
 4  34138     0  "2 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==25.91(5.26) 
 4  34138     0  "3 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==33.05(6.71) 
 0 
  #
  #
  # (27) BUS FAULT  34144  "MERCED" 
  #
 1  34144  34110  "1"    0     # LINE from  MERCED   115.00  to  ATWATR J 115.00 
 1  34144  34134  "1"    0     # LINE from  MERCED   115.00  to  WILSON A 115.00 
 1  34144  34136  "2"    0     # LINE from  MERCED   115.00  to  WILSON B 115.00 
 2  34144  34146  "2"    0     # TRAN from  MERCED   115.00  to  MERCED M 115.00 
 4  34144     0  "1 "    0     # LOAD-DROP    MERCED   115.00  LOAD==37.10(7.53) 
 4  34144     0  "3 "    0     # LOAD-DROP    MERCED   115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (28) BUS FAULT  34154  "DAIRYLND" 
  #
 1  34154  34116  "1"    0     # LINE from  DAIRYLND 115.00  to  LE GRAND 115.00 
 1  34154  34150  "1"    0     # LINE from  DAIRYLND 115.00  to  NEWHALL  115.00 
 4  34154     0  "1 "    0     # LOAD-DROP    DAIRYLND 115.00  LOAD==25.82(5.24) 
 0 
  #
  #
  # (29) BUS FAULT  34158  "PANOCHE" Bus Section 1 
  #
 1  34158  34149  "1"    0     # LINE from  PANOCHE  115.00  to  CHENYT   115.00 
 1  34158  34159  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHEJ 115.00 
 2  34158  30790  "2"    0     # TRAN from  PANOCHE  115.00  to  PANOCHE  230.00 
 2  34158  34186  "1"    0     # TRAN from  PANOCHE  115.00  to  DG_PAN1   13.80 
 0 
  #
  #
  # (30) BUS FAULT  34158  "PANOCHE" Bus Section 2 
  #
 1  34158  34157  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHET 115.00 
 1  34158  34189  "1"    0     # LINE from  PANOCHE  115.00  to  STARWOOD 115.00 
 1  34158  34350  "1"    0     # LINE from  PANOCHE  115.00  to  KAMM     115.00 
 2  34158  30791  "1"    0     # TRAN from  PANOCHE  115.00  to  PNCHE 1M 230.00 
 0 
  #
  #
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  # (31) BUS FAULT  34200  "ORO LOMA" 
  #
 1  34200  34218  "1"    0     # LINE from  ORO LOMA  70.00  to  DOS PALS  70.00 
 1  34200  34222  "1"    0     # LINE from  ORO LOMA  70.00  to  MRCYSPRS  70.00 
 1  34200  34234  "1"    0     # LINE from  ORO LOMA  70.00  to  POSO J1   70.00 
 2  34200  34162  "2"    0     # TRAN from  ORO LOMA  70.00  to  ORO LOMA 115.00 
 4  34200     0  "1 "    0     # LOAD-DROP    ORO LOMA  70.00  LOAD==8.64(1.75) 
 0 
  #
  #
  # (32) BUS FAULT  34202  "MERCED" 
  #
 1  34202  34203  "1"    0     # LINE from  MERCED    70.00  to  ELNIDOTP  70.00 
 1  34202  34230  "1"    0     # LINE from  MERCED    70.00  to  MRCDFLLS  70.00 
 2  34202  34146  "2"    0     # TRAN from  MERCED    70.00  to  MERCED M 115.00 
 0 
  #
  #
  # (33) BUS FAULT  34206  "CANAL" 
  #
 1  34206  34212  "1"    0     # LINE from  CANAL     70.00  to  LVNGSTNT  70.00 
 1  34206  34216  "1"    0     # LINE from  CANAL     70.00  to  SNTA RTA  70.00 
 1  34206  34220  "1"    0     # LINE from  CANAL     70.00  to  ORTIGA    70.00 
 4  34206     0  "1 "    0     # LOAD-DROP    CANAL     70.00  LOAD==30.56(6.21) 
 4  34206     0  "2 "    0     # LOAD-DROP    CANAL     70.00  LOAD==31.27(6.35) 
 0 
  #
  #
  # (34) BUS FAULT  34214  "LOS BANS" 
  #
 1  34214  34208  "1"    0     # LINE from  LOS BANS  70.00  to  CHEVPIPE  70.00 
 1  34214  34272  "1"    0     # LINE from  LOS BANS  70.00  to  WRGHT PP  70.00 
 1  34214  34278  "1"    0     # LINE from  LOS BANS  70.00  to  PCHCO PP  70.00 
 1  34214  34282  "1"    0     # LINE from  LOS BANS  70.00  to  ONLL PMP  69.00 
 2  34214  30765  "3"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 2  34214  30765  "4"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 0 
  #
  #
  # (35) BUS FAULT  34216  "SNTA RTA" 
  #
 1  34216  34206  "1"    0     # LINE from  SNTA RTA  70.00  to  CANAL     70.00 
 1  34216  34218  "1"    0     # LINE from  SNTA RTA  70.00  to  DOS PALS  70.00 
 4  34216     0  "1 "    0     # LOAD-DROP    SNTA RTA  70.00  LOAD==7.48(1.52) 
 0 
  #
  #
  # (36) BUS FAULT  34230  "MRCDFLLS" 
  #
 1  34230  34202  "1"    0     # LINE from  MRCDFLLS  70.00  to  MERCED    70.00 
 1  34230  34321  "1"    0     # LINE from  MRCDFLLS  70.00  to  MCSWAINJ  70.00 
 2  34230  34322  "1"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 2  34230  34322  "2"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 4  34230     0  "2 "    0     # LOAD-DROP    MRCDFLLS  70.00  LOAD==8.94(1.82) 
 0 
  #
  #
  # (37) BUS FAULT  34238  "BONITA" 
  #
 1  34238  34236  "1"    0     # LINE from  BONITA    70.00  to  POSO J2   70.00 
 1  34238  34255  "1"    0     # LINE from  BONITA    70.00  to  TRIGO J   70.00 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 0 
  #
  #
  # (38) BUS FAULT  34240  "GLASS" 
  #
 1  34240  34237  "1"    0     # LINE from  GLASS     70.00  to  CANANDGA  70.00 
 1  34240  34256  "1"    0     # LINE from  GLASS     70.00  to  BORDEN    70.00 
 4  34240     0  "1 "    0     # LOAD-DROP    GLASS     70.00  LOAD==9.05(4.89) 
 0 
  #
  #
  # (39) BUS FAULT  34252  "MADERA" 
  #
 1  34252  34254  "1"    0     # LINE from  MADERA    70.00  to  TRIGO     70.00 
 1  34252  34256  "1"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
 1  34252  34256  "2"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
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 4  34252     0  "1 "    0     # LOAD-DROP    MADERA    70.00  LOAD==17.99(3.65) 
 4  34252     0  "2 "    0     # LOAD-DROP    MADERA    70.00  LOAD==23.16(4.71) 
 6  34252     0  "v"     0     # drop Madera 70 kV shunt Caps
 0 
  #
  #
  # (40) BUS FAULT  34256  "BORDEN" 
  #
 1  34256  34252  "1"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34252  "2"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34240  "1"    0     # LINE from  BORDEN    70.00  to  GLASS     70.00 
 1  34256  34262  "1"    0     # LINE from  BORDEN    70.00  to  CASSIDY   70.00 
 2  34256  30805  "1"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 2  34256  30805  "2"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 0 
  #
  #
  # (41) BUS FAULT  34268  "MENDOTA" 
  #
 1  34268  34267  "1"    0     # LINE from  MENDOTA   70.00  to  TOMATAK   70.00 
 1  34268  34269  "1"    0     # LINE from  MENDOTA   70.00  to  BIOMSJCT  70.00 
 2  34268  34156  "1"    0     # TRAN from  MENDOTA   70.00  to  MENDOTA  115.00 
 0 
  #
  #
  # 2011 sprpk category c contingency list 
  # Fresno Zone 314 
  #
  #
  # (42)   C5 DCTL OUTAGE 
  # Gates - Schindler and Gates - Huron #1 70 kV Lines 
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron #2 in this outage
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (43)   C5 DCTL OUTAGE 
  # Barton - Sanger and Manchester - Sanger 115 kV Lines 
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (44)   C5 DCTL OUTAGE 
  # Herndon - Barton and Herndon - Manchester 115 kV Lines
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (45)   C5 DCTL OUTAGE 
  # Herndon - Barton and Manchester - Sanger 115 kV Lines 
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (46)   C5 DCTL OUTAGE 
  # Herndon - Bullard #1 and #2 115 kV Lines 
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
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  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (47)   C5 DCTL OUTAGE 
  # Kerckhoff - Clovis - Sanger #1 and #2 115 kV Lines 
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (48)   C5 DCTL OUTAGE 
  # Kingburg - Corcoran #1 and #2 115 kV Lines 
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (49)   C5 DCTL OUTAGE 
  # Kings River - Sanger - Reedley and Balch - Sanger 115 kV Lines 
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (50)   C5 DCTL OUTAGE 
  # McCall - Kingsburg #1 and #2 115 kV Lines 
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
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  #
  # (51)   C5 DCTL OUTAGE 
  # McCall - Sanger #1 and #2 115 kV Lines 
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (52)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - West Fresno 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (53)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - McCall 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (54)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gates - McCall 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (55)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Gates - Gregg 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (56)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Panoche - Helm 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (57)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Helm - McCall 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (58)   C5 DCTL OUTAGE 
  # Helm - McCall and Gates - McCall 230 kV Lines 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
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 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (59)   C5 DCTL OUTAGE 
  # Helms - Gregg #1 and #2 230 kV Lines 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (60)   C5 DCTL OUTAGE 
  # Gregg - Herndon #1 and #2 230 kV Lines 
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (61)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Herndon - Ashlan 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (62)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Gates - Gregg 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (63)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gregg - Ashlan 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (64)   C5 DCTL OUTAGE 
  # Herndon - Ashlan and Gregg - Ashlan 230 kV Lines 
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
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 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (65)   C5 DCTL OUTAGE 
  # Haas - McCall and Balch - McCall 230 kV Lines 
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (66) BUS FAULT  30820  "HELMS PP" 
  #
 1  30820  30810  "1"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 1  30820  30810  "2"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 2  30820  34600  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 1   18.00 
 2  30820  34602  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 2   18.00 
 2  30820  34604  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 3   18.00 
 0 
  #
  #
  # (67) BUS FAULT  30830  "KEARNEY" 
  #
 1  30830  30825  "1"    0     # LINE from  KEARNEY  230.00  to  MCMULLN1 230.00 
 1  30830  30835  "1"    0     # LINE from  KEARNEY  230.00  to  HERNDON  230.00 
 2  30830  34480  "2"    0     # TRAN from  KEARNEY  230.00  to  KEARNEY   70.00 
 0 
  #
  #
  # (68) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 1 
  #
 1  30835  30810  "1"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30830  "1"    0     # LINE from  HERNDON  230.00  to  KEARNEY  230.00 
 2  30835  30882  "1"    0     # TRAN from  HERNDON  230.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (69) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 2 
  #
 1  30835  30810  "2"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30840  "1"    0     # LINE from  HERNDON  230.00  to  FGRDN T1 230.00 
 2  30835  30883  "2"    0     # TRAN from  HERNDON  230.00  to  HERNDN2M 115.00 
 0 
  #
  #
  # (70) BUS FAULT  30841  "FIGRDN 1" 
  #
 1  30841  30840  "1"    0     # LINE from  FIGRDN 1 230.00  to  FGRDN T1 230.00 
 1  30841  30846  "1"    0     # LINE from  FIGRDN 1 230.00  to  FIGRDN 2 230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 0 
  #
  #
  # (71) BUS FAULT  30846  "FIGRDN 2" 
  #
 1  30846  30841  "1"    0     # LINE from  FIGRDN 2 230.00  to  FIGRDN 1 230.00 
 1  30846  30845  "1"    0     # LINE from  FIGRDN 2 230.00  to  FGRDN T2 230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
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 0 
  #
  #
  # (72) BUS FAULT  30850  "ASHLAN" 
  #
 1  30850  30840  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T1 230.00 
 1  30850  30845  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T2 230.00 
 4  30850     0  "1 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==69.20(13.40) 
 4  30850     0  "2 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==64.54(12.84) 
 4  30850     0  "3 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==65.51(12.49) 
 0 
  #
  #
  # (73) BUS FAULT  30873  "HELM" 
  #
 1  30873  30790  "1"    0     # LINE from  HELM     230.00  to  PANOCHE  230.00 
 1  30873  30875  "1"    0     # LINE from  HELM     230.00  to  MC CALL  230.00 
 2  30873  34474  "1"    0     # TRAN from  HELM     230.00  to  HELM      70.00 
 0 
  #
  #
  # (74) BUS FAULT  30874  "Q128STN" 
  # post-project outage 
 1  30874  30875  "1"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 1  30874  30875  "2"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 2  30874  34685  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT1  16.50 
 2  30874  34686  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT2  16.50 
 2  30874  34687  "1"    0     # TRAN from  Q128STN  230.00  to  Q128STG  16.50 
 0 
  #
  #
  # (75) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 1 
  # pre and post-project outage 
 1  30875  30870  "1"    0     # LINE from  MC CALL  230.00  to  PINE FLT 230.00 
 1  30875  30874  "1"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 1  30875  30880  "1"    0     # LINE from  MC CALL  230.00  to  HENTAP2  230.00 
 2  30875  30877  "2"    0     # TRAN from  MC CALL  230.00  to  MCCALL2M 115.00 
 6  30875  0      "v"    0     # SVD  from  MC CALL  230.00 
 0 
  #
  #
  # (76) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 2 
  #
 1  30875  30873  "1"    0     # LINE from  MC CALL  230.00  to  HELM     230.00 
 1  30875  30860  "1"    0     # LINE from  MC CALL  230.00  to  BALCH3TP 230.00 
 1  30875  30874  "2"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 2  30875  30876  "1"    0     # TRAN from  MC CALL  230.00  to  MCCALL1M 115.00 
 2  30875  30878  "3"    0     # TRAN from  MC CALL  230.00  to  MCCALL3M 115.00 
 0 
  #
  #
  # (77) BUS FAULT  30881  "HENRIETA" 
  #
 1  30881  30879  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP1  230.00 
 1  30881  30880  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP2  230.00 
 2  30881  34430  "3"    0     # TRAN from  HENRIETA 230.00  to  HENRETTA 115.00 
 2  30881  34540  "2"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 2  30881  34540  "4"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 0 
  #
  #
  # (78) BUS FAULT  30900  "GATES" 230 kV Bus Section 1D 
  #
 1  30900  30790  "1"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30905  "1"    0     # LINE from  GATES    230.00  to  TEMPLETN 230.00 
 2  30900  30901  "1"    0     # TRAN from  GATES    230.00  to  GATES 1M 230.00 
 6  30900  0      "v"    0     # SVD  from  GATES    230.00 
 0 
  #
  #
  # (79) BUS FAULT  30900  "GATES" 230 kV Bus Section 2D 
  #
 1  30900  30790  "2"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30915  "1"    0     # LINE from  GATES    230.00  to  MORROBAY 230.00 
 0 
  #
  #
  # (80) BUS FAULT  30900  "GATES" 230 kV Bus Section 1E 
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  #
 1  30900  30879  "1"    0     # LINE from  GATES    230.00  to  HENTAP1  230.00 
 1  30900  30935  "1"    0     # LINE from  GATES    230.00  to  ARCO     230.00 
 0 
  #
  #
  # (81) BUS FAULT  30900  "GATES" 230 kV Bus Section 2E 
  #
 1  30900  30880  "1"    0     # LINE from  GATES    230.00  to  HENTAP2  230.00 
 1  30900  30970  "1"    0     # LINE from  GATES    230.00  to  MIDWAY   230.00 
 0 
  #
  #
  # (82) BUS FAULT  34356  "KERCKHF1" 
  #
 1  34356  34123  "2"    0     # LINE from  KERCKHF1 115.00  to  K1-JCT   115.00 
 1  34356  34358  "1"    0     # LINE from  KERCKHF1 115.00  to  KERCKHF2 115.00 
 2  34356  34344  "1"    0     # TRAN from  KERCKHF1 115.00  to  KERCKHOF   6.60 
 0 
  #
  #
  # (83) BUS FAULT  34358  "KERCKHF2" 
  #
 1  34358  34123  "2"    0     # LINE from  KERCKHF2 115.00  to  K1-JCT   115.00 
 1  34358  34356  "1"    0     # LINE from  KERCKHF2 115.00  to  KERCKHF1 115.00 
 1  34358  34360  "1"    0     # LINE from  KERCKHF2 115.00  to  WWARD JT 115.00 
 1  34358  34365  "1"    0     # LINE from  KERCKHF2 115.00  to  CLOVISJ2 115.00 
 2  34358  34308  "1"    0     # TRAN from  KERCKHF2 115.00  to  KERCKHOF  13.80 
 0 
  #
  #
  # (84) BUS FAULT  34361  "AIRWAYS" 
  #
 1  34361  34357  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ1 115.00 
 1  34361  34359  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ2 115.00 
 4  34361     0  "1 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==38.39(7.43) 
 4  34361     0  "2 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==12.60(2.56) 
 0 
  #
  #
  # (85) BUS FAULT  34362  "CLOVIS-1" 
  #
 1  34362  34363  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVISJ1 115.00 
 1  34362  34364  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVIS-2 115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 0 
  #
  #
  # (86) BUS FAULT  34364  "CLOVIS-2" 
  #
 1  34364  34362  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVIS-1 115.00 
 1  34364  34365  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVISJ2 115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 0 
  #
  #
  # (87) BUS FAULT  34366  "SANGER" 
  #
 1  34366  34363  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ1 115.00 
 1  34366  34365  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ2 115.00 
 1  34366  34359  "1"    0     # LINE from  SANGER   115.00  to  AIRWAYJ2 115.00 
 1  34366  34368  "1"    0     # LINE from  SANGER   115.00  to  LASPALMS 115.00 
 1  34366  34370  "1"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "2"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "3"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34372  "1"    0     # LINE from  SANGER   115.00  to  MALAGA   115.00 
 1  34366  34389  "1"    0     # LINE from  SANGER   115.00  to  RAINBWTP 115.00 
 1  34366  34396  "1"    0     # LINE from  SANGER   115.00  to  PIEDRA 2 115.00 
 1  34366  34488  "1"    0     # LINE from  SANGER   115.00  to  SANGER    70.00 
 2  34366  34590  "1"    0     # TRAN from  SANGER   115.00  to  SANGR3T  115.00 
 4  34366     0  "1 "    0     # LOAD-DROP    SANGER   115.00  LOAD==24.26(4.93) 
 0 
  #
  #
  # (88) BUS FAULT  34372  "MALAGA" 
  #
 1  34372  34366  "1"    0     # LINE from  MALAGA   115.00  to  SANGER   115.00 
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 1  34372  34376  "1"    0     # LINE from  MALAGA   115.00  to  PPG      115.00 
 1  34372  34379  "1"    0     # LINE from  MALAGA   115.00  to  MALAGATP 115.00 
 1  34372  34381  "1"    0     # LINE from  MALAGA   115.00  to  KRCDP    115.00 
 4  34372     0  "1 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==25.25(5.12) 
 4  34372     0  "2 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==22.76(4.62) 
 4  34372     0  "3 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==23.13(4.69) 
 0 
  #
  #
  # (89) BUS FAULT  34378  "GATES" 
  #
 2  34378  30901  "1"    0     # TRAN from  GATES    115.00  to  GATES 1M 230.00 
 2  34378  34552  "2"    0     # TRAN from  GATES    115.00  to  GATES     70.00 
 4  34378     0  "3 "    0     # LOAD-DROP    GATES    115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (90) BUS FAULT  34380  "REEDLEY" 
  #
 1  34380  34384  "1"    0     # LINE from  REEDLEY  115.00  to  GERAWAN  115.00 
 1  34380  34394  "1"    0     # LINE from  REEDLEY  115.00  to  PIEDRA 1 115.00 
 2  34380  34492  "1"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 2  34380  34492  "2"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 4  34380     0  "3 "    0     # LOAD-DROP    REEDLEY  115.00  LOAD==26.17(5.31) 
 0 
  #
  #
  # (91) BUS FAULT  34382  "WAHTOKE" 
  #
 1  34382  34370  "1"    0     # LINE from  WAHTOKE  115.00  to  MC CALL  115.00 
 1  34382  34384  "1"    0     # LINE from  WAHTOKE  115.00  to  GERAWAN  115.00 
 4  34382     0  "2 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==30.36(6.17) 
 4  34382     0  "3 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==20.84(4.24) 
 0 
  #
  #
  # (92) BUS FAULT  34400  "KNGSRVR1" 
  #
 1  34400  34394  "1"    0     # LINE from  KNGSRVR1 115.00  to  PIEDRA 1 115.00 
 2  34400  34616  "1"    0     # TRAN from  KNGSRVR1 115.00  to  KINGSRIV  13.80 
 0 
  #
  #
  # (93) BUS FAULT  34402  "CAL AVE" 
  #
 1  34402  34390  "1"    0     # LINE from  CAL AVE  115.00  to  DANISHCM 115.00 
 1  34402  34404  "1"    0     # LINE from  CAL AVE  115.00  to  WST FRSO 115.00 
 4  34402     0  "1 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==28.95(5.87) 
 4  34402     0  "2 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==31.26(6.35) 
 4  34402     0  "3 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==24.42(4.96) 
 0 
  #
  #
  # (94) BUS FAULT  34404  "WST FRSO" 
  #
 1  34404  34370  "1"    0     # LINE from  WST FRSO 115.00  to  MC CALL  115.00 
 1  34404  34402  "1"    0     # LINE from  WST FRSO 115.00  to  CAL AVE  115.00 
 4  34404     0  "1 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==37.55(7.63) 
 4  34404     0  "2 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==39.04(7.93) 
 0 
  #
  #
  # (95) BUS FAULT  34408  "BARTON" 
  #
 1  34408  34359  "1"    0     # LINE from  BARTON   115.00  to  AIRWAYJ2 115.00 
 1  34408  34412  "1"    0     # LINE from  BARTON   115.00  to  HERNDON  115.00 
 4  34408     0  "1 "    0     # LOAD-DROP    BARTON   115.00  LOAD==43.27(8.79) 
 4  34408     0  "2 "    0     # LOAD-DROP    BARTON   115.00  LOAD==37.15(7.54) 
 4  34408     0  "3 "    0     # LOAD-DROP    BARTON   115.00  LOAD==26.96(5.47) 
 0 
  #
  #
  # (96) BUS FAULT  34410  "MANCHSTR" 
  #
 1  34410  34357  "1"    0     # LINE from  MANCHSTR 115.00  to  AIRWAYJ1 115.00 
 1  34410  34412  "1"    0     # LINE from  MANCHSTR 115.00  to  HERNDON  115.00 
 4  34410     0  "1 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.28(5.13) 
 4  34410     0  "2 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.47(5.18) 
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 4  34410     0  "3 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==36.21(7.36) 
 0 
  #
  #
  # (97) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 1 
  #
 1  34412  34408  "1"    0     # LINE from  HERNDON  115.00  to  BARTON   115.00 
 1  34412  34409  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ2   115.00 
 2  34412  30882  "1"    0     # TRAN from  HERNDON  115.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (98) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 2 
  #
 1  34412  34410  "1"    0     # LINE from  HERNDON  115.00  to  MANCHSTR 115.00 
 1  34412  34411  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ1   115.00 
 1  34412  34422  "1"    0     # LINE from  HERNDON  115.00  to  CHLDHOSP 115.00 
 0 
  #
  #
  # (99) BUS FAULT  34413  "PNEDLE" 
  #
 1  34413  34409  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ2   115.00 
 1  34413  34411  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ1   115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 0 
  #
  #
  # (100) BUS FAULT  34414  "WOODWARD" 
  #
 1  34414  34360  "1"    0     # LINE from  WOODWARD 115.00  to  WWARD JT 115.00 
 1  34414  34422  "1"    0     # LINE from  WOODWARD 115.00  to  CHLDHOSP 115.00 
 4  34414     0  "1 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==42.25(8.58) 
 4  34414     0  "2 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==52.69(10.70) 
 4  34414     0  "3 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==44.09(8.95) 
 0 
  #
  #
  # (101) BUS FAULT  34416  "BULLARD" 
  #
 1  34416  34409  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ2   115.00 
 1  34416  34411  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ1   115.00 
 4  34416     0  "1 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.87(9.11) 
 4  34416     0  "2 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.65(9.07) 
 4  34416     0  "3 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==42.52(8.63) 
 0 
  #
  #
  # (102) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section D 
  #
 1  34418  34417  "1"    0     # LINE from  KINGSBRG 115.00  to  KINGS J2 115.00 
 1  34418  34428  "1"    0     # LINE from  KINGSBRG 115.00  to  CONTADNA 115.00 
 1  34418  34420  "2"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 4  34418     0  "1 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==39.24(7.96) 
 0 
  #
  #
  # (103) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section E 
  #
 1  34418  34420  "1"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 1  34418  34423  "1"    0     # LINE from  KINGSBRG 115.00  to  GAURD J1 115.00 
 2  34418  34576  "2"    0     # TRAN from  KINGSBRG 115.00  to  KNGLOBUS  70.00 
 4  34418     0  "3 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==24.32(4.94) 
 0 
  #
  #
  # (104) BUS FAULT  34420  "CORCORAN" 
  #
 1  34420  34391  "1"    0     # LINE from  CORCORAN 115.00  to  QUEBECTP 115.00 
 1  34420  34418  "1"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 1  34420  34418  "2"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 2  34420  34528  "2"    0     # TRAN from  CORCORAN 115.00  to  CORCORAN  70.00 
 4  34420     0  "3 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==16.21(3.30) 
 4  34420     0  "4 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==17.81(3.61) 
 0 
  #
  #
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  # (105) BUS FAULT  34426  "ALPAUGH" 
  #
 1  34426  34391  "1"    0     # LINE from  ALPAUGH  115.00  to  QUEBECTP 115.00 
 1  34426  34700  "1"    0     # LINE from  ALPAUGH  115.00  to  SMYRNA   115.00 
 4  34426     0  "2 "    0     # LOAD-DROP    ALPAUGH  115.00  LOAD==5.62(1.14) 
 0 
  #
  #
  # (106) BUS FAULT  34430  "HENRETTA" 
  #
 1  34430  34521  "1"    0     # LINE from  HENRETTA 115.00  to  LEPRNOFD 115.00 
 2  34430  30881  "3"    0     # TRAN from  HENRETTA 115.00  to  HENRIETA 230.00 
 0 
  #
  #
  # (107) BUS FAULT  34452  "WISHON" 
  #
 1  34452  34260  "1"    0     # LINE from  WISHON    70.00  to  SJNO2     70.00 
 1  34452  34491  "1"    0     # LINE from  WISHON    70.00  to  AUBRYTP   70.00 
 2  34452  34658  "1"    0     # TRAN from  WISHON    70.00  to  WISHON     2.30 
 0 
  #
  #
  # (108) BUS FAULT  34460  "GUERNSEY" 
  #
 1  34460  34462  "1"    0     # LINE from  GUERNSEY  70.00  to  GUR3TPT   70.00 
 1  34460  34528  "1"    0     # LINE from  GUERNSEY  70.00  to  CORCORAN  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 0 
  #
  #
  # (109) BUS FAULT  34464  "COPPRMNE" 
  #
 1  34464  34454  "1"    0     # LINE from  COPPRMNE  70.00  to  RIVERROC  70.00 
 1  34464  34478  "1"    0     # LINE from  COPPRMNE  70.00  to  TVY VLLY  70.00 
 1  34464  34638  "1"    0     # LINE from  COPPRMNE  70.00  to  FRANTDM   70.00 
 1  34464  34491  "1"    0     # LINE from  COPPRMNE  70.00  to  AUBRYTP   70.00 
 4  34464     0  "1 "    0     # LOAD-DROP    COPPRMNE  70.00  LOAD==22.96(4.67) 
 0 
  #
  #
  # (110) BUS FAULT  34466  "BIOLA" 
  #
 1  34466  34264  "1"    0     # LINE from  BIOLA     70.00  to  EL PECO   70.00 
 1  34466  34482  "1"    0     # LINE from  BIOLA     70.00  to  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (111) BUS FAULT  34472  "SAN JOQN" 
  #
 1  34472  34471  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQJCT   70.00 
 1  34472  34473  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQTP    70.00 
 4  34472     0  "1 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==6.44(1.31) 
 4  34472     0  "2 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==3.92(0.79) 
 0 
  #
  #
  # (112) BUS FAULT  34474  "HELM" 
  #
 1  34474  34471  "1"    0     # LINE from  HELM      70.00  to  SNJQJCT   70.00 
 1  34474  34473  "1"    0     # LINE from  HELM      70.00  to  SNJQTP    70.00 
 1  34474  34556  "1"    0     # LINE from  HELM      70.00  to  STRD JCT  70.00 
 1  34474  34564  "1"    0     # LINE from  HELM      70.00  to  STROUD    70.00 
 2  34474  30873  "1"    0     # TRAN from  HELM      70.00  to  HELM     230.00 
 0 
  #
  #
  # (113) BUS FAULT  34478  "TVY VLLY" 
  #
 1  34478  34464  "1"    0     # LINE from  TVY VLLY  70.00  to  COPPRMNE  70.00 
 1  34478  34492  "1"    0     # LINE from  TVY VLLY  70.00  to  REEDLEY   70.00 
 4  34478     0  "1 "    0     # LOAD-DROP    TVY VLLY  70.00  LOAD==10.27(2.09) 
 0 
  #
  #
  # (114) BUS FAULT  34480  "KEARNEY" 
  #
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 1  34480  34481  "1"    0     # LINE from  KEARNEY   70.00  to  FRWWTAP   70.00 
 1  34480  34482  "1"    0     # LINE from  KEARNEY   70.00  to  OLDKERN   70.00 
 1  34480  34512  "1"    0     # LINE from  KEARNEY   70.00  to  CARUTHRS  70.00 
 2  34480  30830  "2"    0     # TRAN from  KEARNEY   70.00  to  KEARNEY  230.00 
 0 
  #
  #
  # (115) BUS FAULT  34484  "KERMAN" 
  #
 1  34484  34475  "1"    0     # LINE from  KERMAN    70.00  to  AGRCJCT   70.00 
 1  34484  34481  "1"    0     # LINE from  KERMAN    70.00  to  FRWWTAP   70.00 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 0 
  #
  #
  # (116) BUS FAULT  34486  "CALIFRNV" 
  #
 1  34486  34488  "1"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 1  34486  34488  "2"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 0 
  #
  #
  # (117) BUS FAULT  34488  "SANGER" 
  #
 1  34488  34486  "1"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34486  "2"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34366  "1"    0     # LINE from  SANGER    70.00  to  SANGER   115.00 
 1  34488  34487  "1"    0     # LINE from  SANGER    70.00  to  SNGRJCT   70.00 
 2  34488  34590  "1"    0     # TRAN from  SANGER    70.00  to  SANGR3T  115.00 
 0 
  #
  #
  # (118) BUS FAULT  34492  "REEDLEY" 
  #
 1  34492  34478  "1"    0     # LINE from  REEDLEY   70.00  to  TVY VLLY  70.00 
 1  34492  34490  "1"    0     # LINE from  REEDLEY   70.00  to  PARLIER   70.00 
 1  34492  34497  "1"    0     # LINE from  REEDLEY   70.00  to  DNUBAJCT  70.00 
 1  34492  34526  "1"    0     # LINE from  REEDLEY   70.00  to  ORSI JCT  70.00 
 2  34492  34380  "1"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 2  34492  34380  "2"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 4  34492     0  "1 "    0     # LOAD-DROP    REEDLEY   70.00  LOAD==17.42(3.54) 
 0 
  #
  #
  # (119) BUS FAULT  34500  "DINUBA" 
  #
 1  34500  34496  "1"    0     # LINE from  DINUBA    70.00  to  STCRRL J  70.00 
 1  34500  34497  "1"    0     # LINE from  DINUBA    70.00  to  DNUBAJCT  70.00 
 4  34500     0  "1 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==19.23(3.91) 
 4  34500     0  "2 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==9.33(1.90) 
 0 
  #
  #
  # (120) BUS FAULT  34512  "CARUTHRS" 
  #
 1  34512  34480  "1"    0     # LINE from  CARUTHRS  70.00  to  KEARNEY   70.00 
 1  34512  34510  "1"    0     # LINE from  CARUTHRS  70.00  to  CMDN JCT  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (121) BUS FAULT  34518  "LEMOORE" 
  #
 1  34518  34520  "1"    0     # LINE from  LEMOORE   70.00  to  LPRNO TP  70.00 
 1  34518  34522  "1"    0     # LINE from  LEMOORE   70.00  to  HNFRD SW  70.00 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (122) BUS FAULT  34528  "CORCORAN" 
  #
 1  34528  34460  "1"    0     # LINE from  CORCORAN  70.00  to  GUERNSEY  70.00 
 1  34528  34530  "1"    0     # LINE from  CORCORAN  70.00  to  BSWLL TP  70.00 
 2  34528  34420  "2"    0     # TRAN from  CORCORAN  70.00  to  CORCORAN 115.00 
 0 
  #
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  #
  # (123) BUS FAULT  34540  "HENRITTA" 
  #
 1  34540  34514  "1"    0     # LINE from  HENRITTA  70.00  to  MUSLSLGH  70.00 
 1  34540  34520  "1"    0     # LINE from  HENRITTA  70.00  to  LPRNO TP  70.00 
 1  34540  34537  "1"    0     # LINE from  HENRITTA  70.00  to  GWF_HENR  70.00 
 1  34540  34542  "1"    0     # LINE from  HENRITTA  70.00  to  JCBSCRNR  70.00 
 1  34540  34544  "1"    0     # LINE from  HENRITTA  70.00  to  TLRE LKE  70.00 
 2  34540  30881  "2"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 2  34540  30881  "4"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 4  34540     0  "1 "    0     # LOAD-DROP    HENRITTA  70.00  LOAD==8.20(1.67) 
 0 
  #
  #
  # (124) BUS FAULT  34544  "TLRE LKE" 
  #
 1  34544  34540  "1"    0     # LINE from  TLRE LKE  70.00  to  HENRITTA  70.00 
 1  34544  34550  "1"    0     # LINE from  TLRE LKE  70.00  to  CHEVPLIN  70.00 
 1  34544  34580  "1"    0     # LINE from  TLRE LKE  70.00  to  BDGR HLL  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 0 
  #
  #
  # (125) BUS FAULT  34552  "GATES" 
  #
 1  34552  34548  "1"    0     # LINE from  GATES     70.00  to  KETTLEMN  70.00 
 1  34552  34184  "1"    0     # LINE from  GATES     70.00  to  GATS2_TP  70.00 
 1  34552  34558  "1"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34558  "2"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34578  "1"    0     # LINE from  GATES     70.00  to  JACALITO  70.00 
 2  34552  34378  "2"    0     # TRAN from  GATES     70.00  to  GATES    115.00 
 0 
  #
  #
  # (126) BUS FAULT  34558  "HURON" 
  #
 1  34558  34552  "1"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34552  "2"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34560  "1"    0     # LINE from  HURON     70.00  to  CALFLAX   70.00 
 4  34558 34552  "1 "    1     # LOAD-TRANSFER  HURON     70.00  TO  GATES     70.00    LOAD==15.33(3.11) 
 0 
  #
  #
  # (127) BUS FAULT  34562  "SCHLNDLR" 
  #
 1  34562  34556  "1"    0     # LINE from  SCHLNDLR  70.00  to  STRD JCT  70.00 
 1  34562  34560  "1"    0     # LINE from  SCHLNDLR  70.00  to  CALFLAX   70.00 
 1  34562  34566  "1"    0     # LINE from  SCHLNDLR  70.00  to  PLSNTVLY  70.00 
 2  34562  34354  "1"    0     # TRAN from  SCHLNDLR  70.00  to  SCHINDLR 115.00 
 4  34562     0  "1 "    0     # LOAD-DROP    SCHLNDLR  70.00  LOAD==9.59(1.95) 
 0 
  #
  #
  # (128) BUS FAULT  34564  "STROUD" 
  #
 1  34564  34556  "1"    0     # LINE from  STROUD    70.00  to  STRD JCT  70.00 
 1  34564  34474  "1"    0     # LINE from  STROUD    70.00  to  HELM      70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (129) BUS FAULT  34570  "COLNGA 2" 
  #
 1  34570  34184  "1"    0     # LINE from  COLNGA 2  70.00  to  GATS2_TP  70.00 
 1  34570  34566  "1"    0     # LINE from  COLNGA 2  70.00  to  PLSNTVLY  70.00 
 1  34570  34572  "1"    0     # LINE from  COLNGA 2  70.00  to  TORNADO   70.00 
 2  34570  34652  "1"    0     # TRAN from  COLNGA 2  70.00  to  CHV.COAL   9.11 
 4  34570     0  "1 "    0     # LOAD-DROP    COLNGA 2  70.00  LOAD==8.23(1.67) 
 0 
  #
  #
  # (130) BUS FAULT  34574  "COLNGA 1" 
  #
 1  34574  34572  "1"    0     # LINE from  COLNGA 1  70.00  to  TORNADO   70.00 
 1  34574  34578  "1"    0     # LINE from  COLNGA 1  70.00  to  JACALITO  70.00 
 1  34574  36354  "1"    0     # LINE from  COLNGA 1  70.00  to  SAN MIGL  70.00 
 4  34574     0  "1 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.34(1.90) 
 4  34574     0  "2 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.99(2.03) 
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 0 
  #
  #
  # (131) BUS FAULT  34576  "KNGLOBUS" 
  #
 1  34576  34456  "1"    0     # LINE from  KNGLOBUS  70.00  to  HRDWK TP  70.00 
 1  34576  34508  "1"    0     # LINE from  KNGLOBUS  70.00  to  CAMDEN    70.00 
 2  34576  34418  "2"    0     # TRAN from  KNGLOBUS  70.00  to  KINGSBRG 115.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 sumop category c contingency list (dctl and bus outages) 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 sumop category c contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)   C5 DCTL OUTAGE 
  # Wilson - Atwater and El Capitan - Wilson 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (2)   C5 DCTL OUTAGE 
  # Wilson - Atwater and Atwater - El Capitan 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (3)   C5 DCTL OUTAGE 
  # Wilson - Merced #2 and Wilson - Oro Loma 115 kV Lines 
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
  #
  #
  # (4)   C5 DCTL OUTAGE 
  # Panoche - Schindler #1 and #2 115 kV Lines
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (5)   C5 DCTL OUTAGE 
  # Gates - Panoche #1 and #2 230 kV Lines 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (6)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Los Banos - Dos Amigos 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (7)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Dos Amigos - Panoche 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
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 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (8)   C5 DCTL OUTAGE 
  # Los Banos - San Luis PGP #1 and #2 230 kV Lines 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)   C5 DCTL OUTAGE 
  # Bellota - Melones and Bellota - Warnerville 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30500 38208  "1 "    0     # line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00 
 1  38208 30515  "1 "    0     # line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00 
 4  38208     0  "2 "    0     # LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38) 
 0 
  #
  #
  # (10)   C5 DCTL OUTAGE 
  # Bellota - Melones and Warnerville - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (11)   C5 DCTL OUTAGE 
  # Bellota - Melones and Melones - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
 0 
  #
  #
  # (12)   C5 DCTL OUTAGE 
  # Melones - Wilson and Warnerville - Wilson 230 kV Lines 
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (13)   C5 DCTL OUTAGE 
  # Wilson - Borden and Wilson - Gregg 230 kV Lines 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (14)   C5 DCTL OUTAGE 
  # Moss Landing - Panoche and Coburn - Panoche 230 kV Lines 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  # 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #



APPENDIX B – ISO CATEGORY C SUMMER OFF PEAK AUTOCON INPUT FILE 

APPENDIX B - 228 

  # (15)   C5 DCTL OUTAGE 
  # Panoche - Helm and Panoche - Kearney 230 kV Lines sumop outage 
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
 0 
  #
  #
  # (16) BUS FAULT  30765  "LOSBANOS" Bus Section 1 
  #
 1  30765  30670  "1"    0     # LINE from  LOSBANOS 230.00  to  WESTLEY  230.00 
 1  30765  30790  "2"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38625  "1"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 1  30765  38625  "2"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 2  30765  34214  "3"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 6  30765     0  "v"     0     # drop Los Banos 230 kV shunt Caps
 0 
  #
  #
  # (17) BUS FAULT  30765  "LOSBANOS" Bus Section 2 
  #
 1  30765  30790  "1"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38615  "1"    0     # LINE from  LOSBANOS 230.00  to  DS AMIGO 230.00 
 2  30765  34214  "4"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 0 
  #
  #
  # (18) BUS FAULT  30790  "PANOCHE" Bus Section 1 
  #
 1  30790  30760  "1"    0     # LINE from  PANOCHE  230.00  to  COBURN   230.00 
 1  30790  30765  "1"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30765  "2"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30825  "1"    0     # LINE from  PANOCHE  230.00  to  MCMULLN1 230.00 
 1  30790  30900  "1"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 2  30790  30791  "1"    0     # TRAN from  PANOCHE  230.00  to  PNCHE 1M 230.00 
 0 
  #
  #
  # (19) BUS FAULT  30790  "PANOCHE" Bus Section 2 
  #
 1  30790  30750  "1"    0     # LINE from  PANOCHE  230.00  to  MOSSLND2 230.00 
 1  30790  30793  "1"    0     # LINE from  PANOCHE  230.00  to  PANO_EC  230.00 
 1  30790  30873  "1"    0     # LINE from  PANOCHE  230.00  to  HELM     230.00 
 1  30790  30900  "2"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 1  30790  38615  "1"    0     # LINE from  PANOCHE  230.00  to  DS AMIGO 230.00 
 2  30790  34158  "2"    0     # TRAN from  PANOCHE  230.00  to  PANOCHE  115.00 
 0 
  #
  #
  # (20) BUS FAULT  34100  "CHWCHLLA" 
  #
 1  34100  34101  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTAN T 115.00 
 1  34100  34105  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTANJ1 115.00 
 4  34100     0  "1 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==10.13(2.06) 
 4  34100     0  "2 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==13.86(2.82) 
 0 
  #
  #
  # (21) BUS FAULT  34104  "ATWATER" 
  #
 1  34104  34106  "1"    0     # LINE from  ATWATER  115.00  to  CASTLE   115.00 
 1  34104  34108  "1"    0     # LINE from  ATWATER  115.00  to  CRESEY T 115.00 
 1  34104  34134  "1"    0     # LINE from  ATWATER  115.00  to  WILSON A 115.00 
 4  34104     0  "1 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==32.40(6.57) 
 4  34104     0  "2 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==28.36(5.76) 
 0 
  #
  #
  # (22) BUS FAULT  34112  "EXCHEQUR" 
  #
 1  34112  34116  "1"    0     # LINE from  EXCHEQUR 115.00  to  LE GRAND 115.00 
 2  34112  34176  "1"    0     # TRAN from  EXCHEQUR 115.00  to  EXCHQRTP 115.00 
 0 
  #
  #
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  # (23) BUS FAULT  34116  "LE GRAND" 
  #
 1  34116  34101  "1"    0     # LINE from  LE GRAND 115.00  to  CERTAN T 115.00 
 1  34116  34112  "1"    0     # LINE from  LE GRAND 115.00  to  EXCHEQUR 115.00 
 1  34116  34134  "1"    0     # LINE from  LE GRAND 115.00  to  WILSON A 115.00 
 1  34116  34154  "1"    0     # LINE from  LE GRAND 115.00  to  DAIRYLND 115.00 
 4  34116     0  "1 "    0     # LOAD-DROP    LE GRAND 115.00  LOAD==13.41(2.72) 
 0 
  #
  #
  # (24) BUS FAULT  34134  "WILSON A" 
  #
 1  34134  34116  "1"    0     # LINE from  WILSON A 115.00  to  LE GRAND 115.00 
 1  34134  34104  "1"    0     # LINE from  WILSON A 115.00  to  ATWATER  115.00 
 1  34134  34136  "1"    0     # LINE from  WILSON A 115.00  to  WILSON B 115.00 
 1  34134  34144  "1"    0     # LINE from  WILSON A 115.00  to  MERCED   115.00 
 2  34134  30800  "1"    0     # TRAN from  WILSON A 115.00  to  WILSON   230.00 
 4  34134     0  "3 "    0     # LOAD-DROP    WILSON A 115.00  LOAD==18.66(3.79) 
 6  34134     0  "v"     0     # drop Wilson A 115 kV shunt Caps
 0 
  #
  #
  # (25) BUS FAULT  34136  "WILSON B" 
  #
 1  34136  34118  "1"    0     # LINE from  WILSON B 115.00  to  LE GRNDJ 115.00 
 1  34136  34134  "1"    0     # LINE from  WILSON B 115.00  to  WILSON A 115.00 
 1  34136  34138  "1"    0     # LINE from  WILSON B 115.00  to  EL CAPTN 115.00 
 1  34136  34144  "2"    0     # LINE from  WILSON B 115.00  to  MERCED   115.00 
 2  34136  30800  "2"    0     # TRAN from  WILSON B 115.00  to  WILSON   230.00 
 0 
  #
  #
  # (26) BUS FAULT  34138  "EL CAPTN" 
  #
 1  34138  34106  "1"    0     # LINE from  EL CAPTN 115.00  to  CASTLE   115.00 
 1  34138  34136  "1"    0     # LINE from  EL CAPTN 115.00  to  WILSON B 115.00 
 4  34138     0  "1 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==19.47(3.95) 
 4  34138     0  "2 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==25.91(5.26) 
 4  34138     0  "3 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==33.05(6.71) 
 0 
  #
  #
  # (27) BUS FAULT  34144  "MERCED" 
  #
 1  34144  34110  "1"    0     # LINE from  MERCED   115.00  to  ATWATR J 115.00 
 1  34144  34134  "1"    0     # LINE from  MERCED   115.00  to  WILSON A 115.00 
 1  34144  34136  "2"    0     # LINE from  MERCED   115.00  to  WILSON B 115.00 
 2  34144  34146  "2"    0     # TRAN from  MERCED   115.00  to  MERCED M 115.00 
 4  34144     0  "1 "    0     # LOAD-DROP    MERCED   115.00  LOAD==37.10(7.53) 
 4  34144     0  "3 "    0     # LOAD-DROP    MERCED   115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (28) BUS FAULT  34154  "DAIRYLND" 
  #
 1  34154  34116  "1"    0     # LINE from  DAIRYLND 115.00  to  LE GRAND 115.00 
 1  34154  34150  "1"    0     # LINE from  DAIRYLND 115.00  to  NEWHALL  115.00 
 4  34154     0  "1 "    0     # LOAD-DROP    DAIRYLND 115.00  LOAD==25.82(5.24) 
 0 
  #
  #
  # (29) BUS FAULT  34158  "PANOCHE" Bus Section 1 
  #
 1  34158  34149  "1"    0     # LINE from  PANOCHE  115.00  to  CHENYT   115.00 
 1  34158  34159  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHEJ 115.00 
 2  34158  30790  "2"    0     # TRAN from  PANOCHE  115.00  to  PANOCHE  230.00 
 2  34158  34186  "1"    0     # TRAN from  PANOCHE  115.00  to  DG_PAN1   13.80 
 0 
  #
  #
  # (30) BUS FAULT  34158  "PANOCHE" Bus Section 2 
  #
 1  34158  34157  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHET 115.00 
 1  34158  34189  "1"    0     # LINE from  PANOCHE  115.00  to  STARWOOD 115.00 
 1  34158  34350  "1"    0     # LINE from  PANOCHE  115.00  to  KAMM     115.00 
 2  34158  30791  "1"    0     # TRAN from  PANOCHE  115.00  to  PNCHE 1M 230.00 
 0 
  #



APPENDIX B – ISO CATEGORY C SUMMER OFF PEAK AUTOCON INPUT FILE 

APPENDIX B - 230 

  #
  # (31) BUS FAULT  34200  "ORO LOMA" 
  #
 1  34200  34218  "1"    0     # LINE from  ORO LOMA  70.00  to  DOS PALS  70.00 
 1  34200  34222  "1"    0     # LINE from  ORO LOMA  70.00  to  MRCYSPRS  70.00 
 1  34200  34234  "1"    0     # LINE from  ORO LOMA  70.00  to  POSO J1   70.00 
 2  34200  34162  "2"    0     # TRAN from  ORO LOMA  70.00  to  ORO LOMA 115.00 
 4  34200     0  "1 "    0     # LOAD-DROP    ORO LOMA  70.00  LOAD==8.64(1.75) 
 0 
  #
  #
  # (32) BUS FAULT  34202  "MERCED" 
  #
 1  34202  34203  "1"    0     # LINE from  MERCED    70.00  to  ELNIDOTP  70.00 
 1  34202  34230  "1"    0     # LINE from  MERCED    70.00  to  MRCDFLLS  70.00 
 2  34202  34146  "2"    0     # TRAN from  MERCED    70.00  to  MERCED M 115.00 
 0 
  #
  #
  # (33) BUS FAULT  34206  "CANAL" 
  #
 1  34206  34212  "1"    0     # LINE from  CANAL     70.00  to  LVNGSTNT  70.00 
 1  34206  34216  "1"    0     # LINE from  CANAL     70.00  to  SNTA RTA  70.00 
 1  34206  34220  "1"    0     # LINE from  CANAL     70.00  to  ORTIGA    70.00 
 4  34206     0  "1 "    0     # LOAD-DROP    CANAL     70.00  LOAD==30.56(6.21) 
 4  34206     0  "2 "    0     # LOAD-DROP    CANAL     70.00  LOAD==31.27(6.35) 
 0 
  #
  #
  # (34) BUS FAULT  34214  "LOS BANS" 
  #
 1  34214  34208  "1"    0     # LINE from  LOS BANS  70.00  to  CHEVPIPE  70.00 
 1  34214  34272  "1"    0     # LINE from  LOS BANS  70.00  to  WRGHT PP  70.00 
 1  34214  34278  "1"    0     # LINE from  LOS BANS  70.00  to  PCHCO PP  70.00 
 1  34214  34282  "1"    0     # LINE from  LOS BANS  70.00  to  ONLL PMP  69.00 
 2  34214  30765  "3"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 2  34214  30765  "4"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 0 
  #
  #
  # (35) BUS FAULT  34216  "SNTA RTA" 
  #
 1  34216  34206  "1"    0     # LINE from  SNTA RTA  70.00  to  CANAL     70.00 
 1  34216  34218  "1"    0     # LINE from  SNTA RTA  70.00  to  DOS PALS  70.00 
 4  34216     0  "1 "    0     # LOAD-DROP    SNTA RTA  70.00  LOAD==7.48(1.52) 
 0 
  #
  #
  # (36) BUS FAULT  34230  "MRCDFLLS" 
  #
 1  34230  34202  "1"    0     # LINE from  MRCDFLLS  70.00  to  MERCED    70.00 
 1  34230  34321  "1"    0     # LINE from  MRCDFLLS  70.00  to  MCSWAINJ  70.00 
 2  34230  34322  "1"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 2  34230  34322  "2"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 4  34230     0  "2 "    0     # LOAD-DROP    MRCDFLLS  70.00  LOAD==8.94(1.82) 
 0 
  #
  #
  # (37) BUS FAULT  34238  "BONITA" 
  #
 1  34238  34236  "1"    0     # LINE from  BONITA    70.00  to  POSO J2   70.00 
 1  34238  34255  "1"    0     # LINE from  BONITA    70.00  to  TRIGO J   70.00 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 0 
  #
  #
  # (38) BUS FAULT  34240  "GLASS" 
  #
 1  34240  34237  "1"    0     # LINE from  GLASS     70.00  to  CANANDGA  70.00 
 1  34240  34256  "1"    0     # LINE from  GLASS     70.00  to  BORDEN    70.00 
 4  34240     0  "1 "    0     # LOAD-DROP    GLASS     70.00  LOAD==9.05(4.89) 
 0 
  #
  #
  # (39) BUS FAULT  34252  "MADERA" 
  #
 1  34252  34254  "1"    0     # LINE from  MADERA    70.00  to  TRIGO     70.00 
 1  34252  34256  "1"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
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 1  34252  34256  "2"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
 4  34252     0  "1 "    0     # LOAD-DROP    MADERA    70.00  LOAD==17.99(3.65) 
 4  34252     0  "2 "    0     # LOAD-DROP    MADERA    70.00  LOAD==23.16(4.71) 
 6  34252     0  "v"     0     # drop Madera 70 kV shunt Caps
 0 
  #
  #
  # (40) BUS FAULT  34256  "BORDEN" 
  #
 1  34256  34252  "1"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34252  "2"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34240  "1"    0     # LINE from  BORDEN    70.00  to  GLASS     70.00 
 1  34256  34262  "1"    0     # LINE from  BORDEN    70.00  to  CASSIDY   70.00 
 2  34256  30805  "1"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 2  34256  30805  "2"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 0 
  #
  #
  # (41) BUS FAULT  34268  "MENDOTA" 
  #
 1  34268  34267  "1"    0     # LINE from  MENDOTA   70.00  to  TOMATAK   70.00 
 1  34268  34269  "1"    0     # LINE from  MENDOTA   70.00  to  BIOMSJCT  70.00 
 2  34268  34156  "1"    0     # TRAN from  MENDOTA   70.00  to  MENDOTA  115.00 
 0 
  #
  #
  # 2011 sumop category c contingency list 
  # Fresno Zone 314 
  #
  #
  # (42)   C5 DCTL OUTAGE 
  # Gates - Schindler and Gates - Huron #1 70 kV Lines 
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron #2 in this outage
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (43)   C5 DCTL OUTAGE 
  # Barton - Sanger and Manchester - Sanger 115 kV Lines 
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (44)   C5 DCTL OUTAGE 
  # Herndon - Barton and Herndon - Manchester 115 kV Lines
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (45)   C5 DCTL OUTAGE 
  # Herndon - Barton and Manchester - Sanger 115 kV Lines 
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (46)   C5 DCTL OUTAGE 
  # Herndon - Bullard #1 and #2 115 kV Lines 
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
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 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (47)   C5 DCTL OUTAGE 
  # Kerckhoff - Clovis - Sanger #1 and #2 115 kV Lines 
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (48)   C5 DCTL OUTAGE 
  # Kingburg - Corcoran #1 and #2 115 kV Lines 
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (49)   C5 DCTL OUTAGE 
  # Kings River - Sanger - Reedley and Balch - Sanger 115 kV Lines 
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (50)   C5 DCTL OUTAGE 
  # McCall - Kingsburg #1 and #2 115 kV Lines 
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
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  #
  #
  # (51)   C5 DCTL OUTAGE 
  # McCall - Sanger #1 and #2 115 kV Lines 
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (52)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - West Fresno 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (53)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - McCall 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (54)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gates - McCall 230 kV Lines sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (55)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Gates - Gregg 230 kV Lines sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
 0 
  #
  #
  # (56)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Panoche - Helm 230 kV Lines sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Q055BUS1 230 kV line outage HTT/RAS
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (57)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Helm - McCall 230 kV Lines sumop outage 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 3  34600     0  "**"    0     # Trip Helms 1 for Panoche - Kearney 230 kV line outage HTT/RAS
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
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  #
  #
  # (58)   C5 DCTL OUTAGE 
  # Helm - McCall and Gates - McCall 230 kV Lines 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (59)   C5 DCTL OUTAGE 
  # Helms - Gregg #1 and #2 230 kV Lines 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #1 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #1 line sumop
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line sumop
 3  34602     0  "**"    0      # Drop unit#2 with a loss Helm - Gregg #2 line sumop
 0 
  #
  #
  # (60)   C5 DCTL OUTAGE 
  # Gregg - Herndon #1 and #2 230 kV Lines 
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (61)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Herndon - Ashlan 230 kV Lines sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (62)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Gates - Gregg 230 kV Lines sumop outage 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
 3  34600     0  "**"    0     # Trip Helms 1 for Herndon - Kearney 230 kV line outage HTT/RAS
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
 0 
  #
  #
  # (63)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gregg - Ashlan 230 kV Lines sumop outage 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 3  34600     0  "**"    0     # Trip Helms 1 for Gates - Gregg 230 kV line outage HTT/RAS
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
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 0 
  #
  #
  # (64)   C5 DCTL OUTAGE 
  # Herndon - Ashlan and Gregg - Ashlan 230 kV Lines 
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (65)   C5 DCTL OUTAGE 
  # Haas - McCall and Balch - McCall 230 kV Lines 
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (66) BUS FAULT  30820  "HELMS PP" 
  #
 1  30820  30810  "1"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 1  30820  30810  "2"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 2  30820  34600  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 1   18.00 
 2  30820  34602  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 2   18.00 
 2  30820  34604  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 3   18.00 
 0 
  #
  #
  # (67) BUS FAULT  30830  "KEARNEY" 
  #
 1  30830  30825  "1"    0     # LINE from  KEARNEY  230.00  to  MCMULLN1 230.00 
 1  30830  30835  "1"    0     # LINE from  KEARNEY  230.00  to  HERNDON  230.00 
 2  30830  34480  "2"    0     # TRAN from  KEARNEY  230.00  to  KEARNEY   70.00 
 0 
  #
  #
  # (68) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 1 
  #
 1  30835  30810  "1"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30830  "1"    0     # LINE from  HERNDON  230.00  to  KEARNEY  230.00 
 2  30835  30882  "1"    0     # TRAN from  HERNDON  230.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (69) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 2 
  #
 1  30835  30810  "2"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30840  "1"    0     # LINE from  HERNDON  230.00  to  FGRDN T1 230.00 
 2  30835  30883  "2"    0     # TRAN from  HERNDON  230.00  to  HERNDN2M 115.00 
 0 
  #
  #
  # (70) BUS FAULT  30841  "FIGRDN 1" 
  #
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 1  30841  30840  "1"    0     # LINE from  FIGRDN 1 230.00  to  FGRDN T1 230.00 
 1  30841  30846  "1"    0     # LINE from  FIGRDN 1 230.00  to  FIGRDN 2 230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 0 
  #
  #
  # (71) BUS FAULT  30846  "FIGRDN 2" 
  #
 1  30846  30841  "1"    0     # LINE from  FIGRDN 2 230.00  to  FIGRDN 1 230.00 
 1  30846  30845  "1"    0     # LINE from  FIGRDN 2 230.00  to  FGRDN T2 230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 0 
  #
  #
  # (72) BUS FAULT  30850  "ASHLAN" 
  #
 1  30850  30840  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T1 230.00 
 1  30850  30845  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T2 230.00 
 4  30850     0  "1 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==69.20(13.40) 
 4  30850     0  "2 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==64.54(12.84) 
 4  30850     0  "3 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==65.51(12.49) 
 0 
  #
  #
  # (73) BUS FAULT  30873  "HELM" 
  #
 1  30873  30790  "1"    0     # LINE from  HELM     230.00  to  PANOCHE  230.00 
 1  30873  30875  "1"    0     # LINE from  HELM     230.00  to  MC CALL  230.00 
 2  30873  34474  "1"    0     # TRAN from  HELM     230.00  to  HELM      70.00 
 0 
  #
  #
  # (74) BUS FAULT  30874  "Q128STN" 
  # post-project outage 
 1  30874  30875  "1"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 1  30874  30875  "2"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 2  30874  34685  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT1  16.50 
 2  30874  34686  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT2  16.50 
 2  30874  34687  "1"    0     # TRAN from  Q128STN  230.00  to  Q128STG  16.50 
 0 
  #
  #
  # (75) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 1 
  # pre and post-project outage 
 1  30875  30870  "1"    0     # LINE from  MC CALL  230.00  to  PINE FLT 230.00 
 1  30875  30874  "1"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 1  30875  30880  "1"    0     # LINE from  MC CALL  230.00  to  HENTAP2  230.00 
 2  30875  30877  "2"    0     # TRAN from  MC CALL  230.00  to  MCCALL2M 115.00 
 6  30875  0      "v"    0     # SVD  from  MC CALL  230.00 
 0 
  #
  #
  # (76) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 2 
  # pre and post-project outage 
 1  30875  30873  "1"    0     # LINE from  MC CALL  230.00  to  HELM     230.00 
 1  30875  30860  "1"    0     # LINE from  MC CALL  230.00  to  BALCH3TP 230.00 
 1  30875  30874  "2"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 2  30875  30876  "1"    0     # TRAN from  MC CALL  230.00  to  MCCALL1M 115.00 
 2  30875  30878  "3"    0     # TRAN from  MC CALL  230.00  to  MCCALL3M 115.00 
 0 
  #
  #
  # (77) BUS FAULT  30881  "HENRIETA" 
  #
 1  30881  30879  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP1  230.00 
 1  30881  30880  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP2  230.00 
 2  30881  34430  "3"    0     # TRAN from  HENRIETA 230.00  to  HENRETTA 115.00 
 2  30881  34540  "2"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 2  30881  34540  "4"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 0 
  #
  #
  # (78) BUS FAULT  30900  "GATES" 230 kV Bus Section 1D 
  #
 1  30900  30790  "1"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30905  "1"    0     # LINE from  GATES    230.00  to  TEMPLETN 230.00 
 2  30900  30901  "1"    0     # TRAN from  GATES    230.00  to  GATES 1M 230.00 
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 6  30900  0      "v"    0     # SVD  from  GATES    230.00 
 0 
  #
  #
  # (79) BUS FAULT  30900  "GATES" 230 kV Bus Section 2D 
  #
 1  30900  30790  "2"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30915  "1"    0     # LINE from  GATES    230.00  to  MORROBAY 230.00 
 0 
  #
  #
  # (80) BUS FAULT  30900  "GATES" 230 kV Bus Section 1E 
  #
 1  30900  30879  "1"    0     # LINE from  GATES    230.00  to  HENTAP1  230.00 
 1  30900  30935  "1"    0     # LINE from  GATES    230.00  to  ARCO     230.00 
 0 
  #
  #
  # (81) BUS FAULT  30900  "GATES" 230 kV Bus Section 2E 
  #
 1  30900  30880  "1"    0     # LINE from  GATES    230.00  to  HENTAP2  230.00 
 1  30900  30970  "1"    0     # LINE from  GATES    230.00  to  MIDWAY   230.00 
 0 
  #
  #
  # (82) BUS FAULT  34356  "KERCKHF1" 
  #
 1  34356  34123  "2"    0     # LINE from  KERCKHF1 115.00  to  K1-JCT   115.00 
 1  34356  34358  "1"    0     # LINE from  KERCKHF1 115.00  to  KERCKHF2 115.00 
 2  34356  34344  "1"    0     # TRAN from  KERCKHF1 115.00  to  KERCKHOF   6.60 
 0 
  #
  #
  # (83) BUS FAULT  34358  "KERCKHF2" 
  #
 1  34358  34123  "2"    0     # LINE from  KERCKHF2 115.00  to  K1-JCT   115.00 
 1  34358  34356  "1"    0     # LINE from  KERCKHF2 115.00  to  KERCKHF1 115.00 
 1  34358  34360  "1"    0     # LINE from  KERCKHF2 115.00  to  WWARD JT 115.00 
 1  34358  34365  "1"    0     # LINE from  KERCKHF2 115.00  to  CLOVISJ2 115.00 
 2  34358  34308  "1"    0     # TRAN from  KERCKHF2 115.00  to  KERCKHOF  13.80 
 0 
  #
  #
  # (84) BUS FAULT  34361  "AIRWAYS" 
  #
 1  34361  34357  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ1 115.00 
 1  34361  34359  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ2 115.00 
 4  34361     0  "1 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==38.39(7.43) 
 4  34361     0  "2 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==12.60(2.56) 
 0 
  #
  #
  # (85) BUS FAULT  34362  "CLOVIS-1" 
  #
 1  34362  34363  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVISJ1 115.00 
 1  34362  34364  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVIS-2 115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 0 
  #
  #
  # (86) BUS FAULT  34364  "CLOVIS-2" 
  #
 1  34364  34362  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVIS-1 115.00 
 1  34364  34365  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVISJ2 115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 0 
  #
  #
  # (87) BUS FAULT  34366  "SANGER" 
  #
 1  34366  34363  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ1 115.00 
 1  34366  34365  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ2 115.00 
 1  34366  34359  "1"    0     # LINE from  SANGER   115.00  to  AIRWAYJ2 115.00 
 1  34366  34368  "1"    0     # LINE from  SANGER   115.00  to  LASPALMS 115.00 
 1  34366  34370  "1"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "2"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "3"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
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 1  34366  34372  "1"    0     # LINE from  SANGER   115.00  to  MALAGA   115.00 
 1  34366  34389  "1"    0     # LINE from  SANGER   115.00  to  RAINBWTP 115.00 
 1  34366  34396  "1"    0     # LINE from  SANGER   115.00  to  PIEDRA 2 115.00 
 1  34366  34488  "1"    0     # LINE from  SANGER   115.00  to  SANGER    70.00 
 2  34366  34590  "1"    0     # TRAN from  SANGER   115.00  to  SANGR3T  115.00 
 4  34366     0  "1 "    0     # LOAD-DROP    SANGER   115.00  LOAD==24.26(4.93) 
 0 
  #
  #
  # (88) BUS FAULT  34372  "MALAGA" 
  #
 1  34372  34366  "1"    0     # LINE from  MALAGA   115.00  to  SANGER   115.00 
 1  34372  34376  "1"    0     # LINE from  MALAGA   115.00  to  PPG      115.00 
 1  34372  34379  "1"    0     # LINE from  MALAGA   115.00  to  MALAGATP 115.00 
 1  34372  34381  "1"    0     # LINE from  MALAGA   115.00  to  KRCDP    115.00 
 4  34372     0  "1 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==25.25(5.12) 
 4  34372     0  "2 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==22.76(4.62) 
 4  34372     0  "3 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==23.13(4.69) 
 0 
  #
  #
  # (89) BUS FAULT  34378  "GATES" 
  #
 2  34378  30901  "1"    0     # TRAN from  GATES    115.00  to  GATES 1M 230.00 
 2  34378  34552  "2"    0     # TRAN from  GATES    115.00  to  GATES     70.00 
 4  34378     0  "3 "    0     # LOAD-DROP    GATES    115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (90) BUS FAULT  34380  "REEDLEY" 
  #
 1  34380  34384  "1"    0     # LINE from  REEDLEY  115.00  to  GERAWAN  115.00 
 1  34380  34394  "1"    0     # LINE from  REEDLEY  115.00  to  PIEDRA 1 115.00 
 2  34380  34492  "1"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 2  34380  34492  "2"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 4  34380     0  "3 "    0     # LOAD-DROP    REEDLEY  115.00  LOAD==26.17(5.31) 
 0 
  #
  #
  # (91) BUS FAULT  34382  "WAHTOKE" 
  #
 1  34382  34370  "1"    0     # LINE from  WAHTOKE  115.00  to  MC CALL  115.00 
 1  34382  34384  "1"    0     # LINE from  WAHTOKE  115.00  to  GERAWAN  115.00 
 4  34382     0  "2 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==30.36(6.17) 
 4  34382     0  "3 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==20.84(4.24) 
 0 
  #
  #
  # (92) BUS FAULT  34400  "KNGSRVR1" 
  #
 1  34400  34394  "1"    0     # LINE from  KNGSRVR1 115.00  to  PIEDRA 1 115.00 
 2  34400  34616  "1"    0     # TRAN from  KNGSRVR1 115.00  to  KINGSRIV  13.80 
 0 
  #
  #
  # (93) BUS FAULT  34402  "CAL AVE" 
  #
 1  34402  34390  "1"    0     # LINE from  CAL AVE  115.00  to  DANISHCM 115.00 
 1  34402  34404  "1"    0     # LINE from  CAL AVE  115.00  to  WST FRSO 115.00 
 4  34402     0  "1 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==28.95(5.87) 
 4  34402     0  "2 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==31.26(6.35) 
 4  34402     0  "3 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==24.42(4.96) 
 0 
  #
  #
  # (94) BUS FAULT  34404  "WST FRSO" 
  #
 1  34404  34370  "1"    0     # LINE from  WST FRSO 115.00  to  MC CALL  115.00 
 1  34404  34402  "1"    0     # LINE from  WST FRSO 115.00  to  CAL AVE  115.00 
 4  34404     0  "1 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==37.55(7.63) 
 4  34404     0  "2 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==39.04(7.93) 
 0 
  #
  #
  # (95) BUS FAULT  34408  "BARTON" 
  #
 1  34408  34359  "1"    0     # LINE from  BARTON   115.00  to  AIRWAYJ2 115.00 
 1  34408  34412  "1"    0     # LINE from  BARTON   115.00  to  HERNDON  115.00 
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 4  34408     0  "1 "    0     # LOAD-DROP    BARTON   115.00  LOAD==43.27(8.79) 
 4  34408     0  "2 "    0     # LOAD-DROP    BARTON   115.00  LOAD==37.15(7.54) 
 4  34408     0  "3 "    0     # LOAD-DROP    BARTON   115.00  LOAD==26.96(5.47) 
 0 
  #
  #
  # (96) BUS FAULT  34410  "MANCHSTR" 
  #
 1  34410  34357  "1"    0     # LINE from  MANCHSTR 115.00  to  AIRWAYJ1 115.00 
 1  34410  34412  "1"    0     # LINE from  MANCHSTR 115.00  to  HERNDON  115.00 
 4  34410     0  "1 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.28(5.13) 
 4  34410     0  "2 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.47(5.18) 
 4  34410     0  "3 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==36.21(7.36) 
 0 
  #
  #
  # (97) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 1 
  #
 1  34412  34408  "1"    0     # LINE from  HERNDON  115.00  to  BARTON   115.00 
 1  34412  34409  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ2   115.00 
 2  34412  30882  "1"    0     # TRAN from  HERNDON  115.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (98) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 2 
  #
 1  34412  34410  "1"    0     # LINE from  HERNDON  115.00  to  MANCHSTR 115.00 
 1  34412  34411  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ1   115.00 
 1  34412  34422  "1"    0     # LINE from  HERNDON  115.00  to  CHLDHOSP 115.00 
 0 
  #
  #
  # (99) BUS FAULT  34413  "PNEDLE" 
  #
 1  34413  34409  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ2   115.00 
 1  34413  34411  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ1   115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 0 
  #
  #
  # (100) BUS FAULT  34414  "WOODWARD" 
  #
 1  34414  34360  "1"    0     # LINE from  WOODWARD 115.00  to  WWARD JT 115.00 
 1  34414  34422  "1"    0     # LINE from  WOODWARD 115.00  to  CHLDHOSP 115.00 
 4  34414     0  "1 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==42.25(8.58) 
 4  34414     0  "2 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==52.69(10.70) 
 4  34414     0  "3 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==44.09(8.95) 
 0 
  #
  #
  # (101) BUS FAULT  34416  "BULLARD" 
  #
 1  34416  34409  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ2   115.00 
 1  34416  34411  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ1   115.00 
 4  34416     0  "1 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.87(9.11) 
 4  34416     0  "2 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.65(9.07) 
 4  34416     0  "3 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==42.52(8.63) 
 0 
  #
  #
  # (102) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section D 
  #
 1  34418  34417  "1"    0     # LINE from  KINGSBRG 115.00  to  KINGS J2 115.00 
 1  34418  34428  "1"    0     # LINE from  KINGSBRG 115.00  to  CONTADNA 115.00 
 1  34418  34420  "2"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 4  34418     0  "1 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==39.24(7.96) 
 0 
  #
  #
  # (103) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section E 
  #
 1  34418  34420  "1"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 1  34418  34423  "1"    0     # LINE from  KINGSBRG 115.00  to  GAURD J1 115.00 
 2  34418  34576  "2"    0     # TRAN from  KINGSBRG 115.00  to  KNGLOBUS  70.00 
 4  34418     0  "3 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==24.32(4.94) 
 0 
  #
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  #
  # (104) BUS FAULT  34420  "CORCORAN" 
  #
 1  34420  34391  "1"    0     # LINE from  CORCORAN 115.00  to  QUEBECTP 115.00 
 1  34420  34418  "1"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 1  34420  34418  "2"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 2  34420  34528  "2"    0     # TRAN from  CORCORAN 115.00  to  CORCORAN  70.00 
 4  34420     0  "3 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==16.21(3.30) 
 4  34420     0  "4 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==17.81(3.61) 
 0 
  #
  #
  # (105) BUS FAULT  34426  "ALPAUGH" 
  #
 1  34426  34391  "1"    0     # LINE from  ALPAUGH  115.00  to  QUEBECTP 115.00 
 1  34426  34700  "1"    0     # LINE from  ALPAUGH  115.00  to  SMYRNA   115.00 
 4  34426     0  "2 "    0     # LOAD-DROP    ALPAUGH  115.00  LOAD==5.62(1.14) 
 0 
  #
  #
  # (106) BUS FAULT  34430  "HENRETTA" 
  #
 1  34430  34521  "1"    0     # LINE from  HENRETTA 115.00  to  LEPRNOFD 115.00 
 2  34430  30881  "3"    0     # TRAN from  HENRETTA 115.00  to  HENRIETA 230.00 
 0 
  #
  #
  # (107) BUS FAULT  34452  "WISHON" 
  #
 1  34452  34260  "1"    0     # LINE from  WISHON    70.00  to  SJNO2     70.00 
 1  34452  34491  "1"    0     # LINE from  WISHON    70.00  to  AUBRYTP   70.00 
 2  34452  34658  "1"    0     # TRAN from  WISHON    70.00  to  WISHON     2.30 
 0 
  #
  #
  # (108) BUS FAULT  34460  "GUERNSEY" 
  #
 1  34460  34462  "1"    0     # LINE from  GUERNSEY  70.00  to  GUR3TPT   70.00 
 1  34460  34528  "1"    0     # LINE from  GUERNSEY  70.00  to  CORCORAN  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 0 
  #
  #
  # (109) BUS FAULT  34464  "COPPRMNE" 
  #
 1  34464  34454  "1"    0     # LINE from  COPPRMNE  70.00  to  RIVERROC  70.00 
 1  34464  34478  "1"    0     # LINE from  COPPRMNE  70.00  to  TVY VLLY  70.00 
 1  34464  34638  "1"    0     # LINE from  COPPRMNE  70.00  to  FRANTDM   70.00 
 1  34464  34491  "1"    0     # LINE from  COPPRMNE  70.00  to  AUBRYTP   70.00 
 4  34464     0  "1 "    0     # LOAD-DROP    COPPRMNE  70.00  LOAD==22.96(4.67) 
 0 
  #
  #
  # (110) BUS FAULT  34466  "BIOLA" 
  #
 1  34466  34264  "1"    0     # LINE from  BIOLA     70.00  to  EL PECO   70.00 
 1  34466  34482  "1"    0     # LINE from  BIOLA     70.00  to  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (111) BUS FAULT  34472  "SAN JOQN" 
  #
 1  34472  34471  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQJCT   70.00 
 1  34472  34473  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQTP    70.00 
 4  34472     0  "1 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==6.44(1.31) 
 4  34472     0  "2 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==3.92(0.79) 
 0 
  #
  #
  # (112) BUS FAULT  34474  "HELM" 
  #
 1  34474  34471  "1"    0     # LINE from  HELM      70.00  to  SNJQJCT   70.00 
 1  34474  34473  "1"    0     # LINE from  HELM      70.00  to  SNJQTP    70.00 
 1  34474  34556  "1"    0     # LINE from  HELM      70.00  to  STRD JCT  70.00 
 1  34474  34564  "1"    0     # LINE from  HELM      70.00  to  STROUD    70.00 
 2  34474  30873  "1"    0     # TRAN from  HELM      70.00  to  HELM     230.00 
 0 
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  #
  #
  # (113) BUS FAULT  34478  "TVY VLLY" 
  #
 1  34478  34464  "1"    0     # LINE from  TVY VLLY  70.00  to  COPPRMNE  70.00 
 1  34478  34492  "1"    0     # LINE from  TVY VLLY  70.00  to  REEDLEY   70.00 
 4  34478     0  "1 "    0     # LOAD-DROP    TVY VLLY  70.00  LOAD==10.27(2.09) 
 0 
  #
  #
  # (114) BUS FAULT  34480  "KEARNEY" 
  #
 1  34480  34481  "1"    0     # LINE from  KEARNEY   70.00  to  FRWWTAP   70.00 
 1  34480  34482  "1"    0     # LINE from  KEARNEY   70.00  to  OLDKERN   70.00 
 1  34480  34512  "1"    0     # LINE from  KEARNEY   70.00  to  CARUTHRS  70.00 
 2  34480  30830  "2"    0     # TRAN from  KEARNEY   70.00  to  KEARNEY  230.00 
 0 
  #
  #
  # (115) BUS FAULT  34484  "KERMAN" 
  #
 1  34484  34475  "1"    0     # LINE from  KERMAN    70.00  to  AGRCJCT   70.00 
 1  34484  34481  "1"    0     # LINE from  KERMAN    70.00  to  FRWWTAP   70.00 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 0 
  #
  #
  # (116) BUS FAULT  34486  "CALIFRNV" 
  #
 1  34486  34488  "1"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 1  34486  34488  "2"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 0 
  #
  #
  # (117) BUS FAULT  34488  "SANGER" 
  #
 1  34488  34486  "1"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34486  "2"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34366  "1"    0     # LINE from  SANGER    70.00  to  SANGER   115.00 
 1  34488  34487  "1"    0     # LINE from  SANGER    70.00  to  SNGRJCT   70.00 
 2  34488  34590  "1"    0     # TRAN from  SANGER    70.00  to  SANGR3T  115.00 
 0 
  #
  #
  # (118) BUS FAULT  34492  "REEDLEY" 
  #
 1  34492  34478  "1"    0     # LINE from  REEDLEY   70.00  to  TVY VLLY  70.00 
 1  34492  34490  "1"    0     # LINE from  REEDLEY   70.00  to  PARLIER   70.00 
 1  34492  34497  "1"    0     # LINE from  REEDLEY   70.00  to  DNUBAJCT  70.00 
 1  34492  34526  "1"    0     # LINE from  REEDLEY   70.00  to  ORSI JCT  70.00 
 2  34492  34380  "1"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 2  34492  34380  "2"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 4  34492     0  "1 "    0     # LOAD-DROP    REEDLEY   70.00  LOAD==17.42(3.54) 
 0 
  #
  #
  # (119) BUS FAULT  34500  "DINUBA" 
  #
 1  34500  34496  "1"    0     # LINE from  DINUBA    70.00  to  STCRRL J  70.00 
 1  34500  34497  "1"    0     # LINE from  DINUBA    70.00  to  DNUBAJCT  70.00 
 4  34500     0  "1 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==19.23(3.91) 
 4  34500     0  "2 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==9.33(1.90) 
 0 
  #
  #
  # (120) BUS FAULT  34512  "CARUTHRS" 
  #
 1  34512  34480  "1"    0     # LINE from  CARUTHRS  70.00  to  KEARNEY   70.00 
 1  34512  34510  "1"    0     # LINE from  CARUTHRS  70.00  to  CMDN JCT  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (121) BUS FAULT  34518  "LEMOORE" 
  #
 1  34518  34520  "1"    0     # LINE from  LEMOORE   70.00  to  LPRNO TP  70.00 
 1  34518  34522  "1"    0     # LINE from  LEMOORE   70.00  to  HNFRD SW  70.00 
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 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (122) BUS FAULT  34528  "CORCORAN" 
  #
 1  34528  34460  "1"    0     # LINE from  CORCORAN  70.00  to  GUERNSEY  70.00 
 1  34528  34530  "1"    0     # LINE from  CORCORAN  70.00  to  BSWLL TP  70.00 
 2  34528  34420  "2"    0     # TRAN from  CORCORAN  70.00  to  CORCORAN 115.00 
 0 
  #
  #
  # (123) BUS FAULT  34540  "HENRITTA" 
  #
 1  34540  34514  "1"    0     # LINE from  HENRITTA  70.00  to  MUSLSLGH  70.00 
 1  34540  34520  "1"    0     # LINE from  HENRITTA  70.00  to  LPRNO TP  70.00 
 1  34540  34537  "1"    0     # LINE from  HENRITTA  70.00  to  GWF_HENR  70.00 
 1  34540  34542  "1"    0     # LINE from  HENRITTA  70.00  to  JCBSCRNR  70.00 
 1  34540  34544  "1"    0     # LINE from  HENRITTA  70.00  to  TLRE LKE  70.00 
 2  34540  30881  "2"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 2  34540  30881  "4"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 4  34540     0  "1 "    0     # LOAD-DROP    HENRITTA  70.00  LOAD==8.20(1.67) 
 0 
  #
  #
  # (124) BUS FAULT  34544  "TLRE LKE" 
  #
 1  34544  34540  "1"    0     # LINE from  TLRE LKE  70.00  to  HENRITTA  70.00 
 1  34544  34550  "1"    0     # LINE from  TLRE LKE  70.00  to  CHEVPLIN  70.00 
 1  34544  34580  "1"    0     # LINE from  TLRE LKE  70.00  to  BDGR HLL  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 0 
  #
  #
  # (125) BUS FAULT  34552  "GATES" 
  #
 1  34552  34548  "1"    0     # LINE from  GATES     70.00  to  KETTLEMN  70.00 
 1  34552  34184  "1"    0     # LINE from  GATES     70.00  to  GATS2_TP  70.00 
 1  34552  34558  "1"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34558  "2"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34578  "1"    0     # LINE from  GATES     70.00  to  JACALITO  70.00 
 2  34552  34378  "2"    0     # TRAN from  GATES     70.00  to  GATES    115.00 
 0 
  #
  #
  # (126) BUS FAULT  34558  "HURON" 
  #
 1  34558  34552  "1"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34552  "2"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34560  "1"    0     # LINE from  HURON     70.00  to  CALFLAX   70.00 
 4  34558 34552  "1 "    1     # LOAD-TRANSFER  HURON     70.00  TO  GATES     70.00    LOAD==15.33(3.11) 
 0 
  #
  #
  # (127) BUS FAULT  34562  "SCHLNDLR" 
  #
 1  34562  34556  "1"    0     # LINE from  SCHLNDLR  70.00  to  STRD JCT  70.00 
 1  34562  34560  "1"    0     # LINE from  SCHLNDLR  70.00  to  CALFLAX   70.00 
 1  34562  34566  "1"    0     # LINE from  SCHLNDLR  70.00  to  PLSNTVLY  70.00 
 2  34562  34354  "1"    0     # TRAN from  SCHLNDLR  70.00  to  SCHINDLR 115.00 
 4  34562     0  "1 "    0     # LOAD-DROP    SCHLNDLR  70.00  LOAD==9.59(1.95) 
 0 
  #
  #
  # (128) BUS FAULT  34564  "STROUD" 
  #
 1  34564  34556  "1"    0     # LINE from  STROUD    70.00  to  STRD JCT  70.00 
 1  34564  34474  "1"    0     # LINE from  STROUD    70.00  to  HELM      70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (129) BUS FAULT  34570  "COLNGA 2" 
  #
 1  34570  34184  "1"    0     # LINE from  COLNGA 2  70.00  to  GATS2_TP  70.00 
 1  34570  34566  "1"    0     # LINE from  COLNGA 2  70.00  to  PLSNTVLY  70.00 
 1  34570  34572  "1"    0     # LINE from  COLNGA 2  70.00  to  TORNADO   70.00 
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 2  34570  34652  "1"    0     # TRAN from  COLNGA 2  70.00  to  CHV.COAL   9.11 
 4  34570     0  "1 "    0     # LOAD-DROP    COLNGA 2  70.00  LOAD==8.23(1.67) 
 0 
  #
  #
  # (130) BUS FAULT  34574  "COLNGA 1" 
  #
 1  34574  34572  "1"    0     # LINE from  COLNGA 1  70.00  to  TORNADO   70.00 
 1  34574  34578  "1"    0     # LINE from  COLNGA 1  70.00  to  JACALITO  70.00 
 1  34574  36354  "1"    0     # LINE from  COLNGA 1  70.00  to  SAN MIGL  70.00 
 4  34574     0  "1 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.34(1.90) 
 4  34574     0  "2 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.99(2.03) 
 0 
  #
  #
  # (131) BUS FAULT  34576  "KNGLOBUS" 
  #
 1  34576  34456  "1"    0     # LINE from  KNGLOBUS  70.00  to  HRDWK TP  70.00 
 1  34576  34508  "1"    0     # LINE from  KNGLOBUS  70.00  to  CAMDEN    70.00 
 2  34576  34418  "2"    0     # TRAN from  KNGLOBUS  70.00  to  KINGSBRG 115.00 
 0 
  #
  #
 -1 
  # EOF 
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# Q128 2011 winpk category c contingency list (dctl and bus outages) 
# Yosemite and Fresno Divisions Zones 313 and 314 
#
  # 2011 winpk category c contingency list 
  # Yosemite Zone 313 
  #
  #
  # (1)   C5 DCTL OUTAGE 
  # Wilson - Atwater and El Capitan - Wilson 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34136 34138  "1 "    0     # line from  WILSON B 115.00  BRKR to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (2)   C5 DCTL OUTAGE 
  # Wilson - Atwater and Atwater - El Capitan 115 kV Lines 
 1  34134 34104  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  ATWATER  115.00 
  #
 1  34104 34106  "1 "    0     # line from  ATWATER  115.00  BRKR to (2)   CASTLE   115.00 
 1  34106 34138  "1 "    0     # line from  CASTLE   115.00   (2) to BRKR  EL CAPTN 115.00 
 0 
  #
  #
  # (3)   C5 DCTL OUTAGE 
  # Wilson - Merced #2 and Wilson - Oro Loma 115 kV Lines 
 1  34134 34144  "1 "    0     # line from  WILSON A 115.00  BRKR to BRKR  MERCED   115.00 
  #
 1  34118 34136  "1 "    0     # line from  LE GRNDJ 115.00   (2) to BRKR  WILSON B 115.00 
 1  34118 34168  "1 "    0     # line from  LE GRNDJ 115.00   (2) to (2)   EL NIDO  115.00 
 1  34168 34162  "1 "    0     # line from  EL NIDO  115.00   (2) to BRKR  ORO LOMA 115.00 
 4  34168     0  "1 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==12.49(2.54) 
 4  34168     0  "2 "    0     # LOAD-DROP    EL NIDO  115.00  LOAD==15.00(3.05) 
 0 
  #
  #
  # (4)   C5 DCTL OUTAGE 
  # Panoche - Schindler #1 and #2 115 kV Lines
 1  34158 34350  "1 "    0     # line from  PANOCHE  115.00  BRKR to (2)   KAMM     115.00 
 1  34350 34352  "1 "    0     # line from  KAMM     115.00   (2) to (2)   CANTUA   115.00 
 1  34352 34432  "1 "    0     # line from  CANTUA   115.00   (2) to (2)   WESTLNDS 115.00 
 1  34432 34354  "1 "    0     # line from  WESTLNDS 115.00   (2) to BRKR  SCHINDLR 115.00 
 4  34350     0  "1 "    0     # LOAD-DROP    KAMM     115.00  LOAD==3.85(1.75) 
 4  34352     0  "1 "    0     # LOAD-DROP    CANTUA   115.00  LOAD==16.79(3.41) 
 4  34432     0  "16"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==0.94(0.23) 
 4  34432     0  "18"    0     # LOAD-DROP    WESTLNDS 115.00  LOAD==1.21(0.32) 
  #
 1  34141 34148  "1 "    0     # line from  PAN2_TAP 115.00   (2) to (2)   CHENY    115.00 
 2  34141 34142  "1 "    0     # TRAN from  PAN2_TAP 115.00   (2) to (1)   WHD_PAN2  13.80 
 1  34148 34149  "1 "    0     # line from  CHENY    115.00   (2) to (3)   CHENYT   115.00 
 1  34149 34158  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  PANOCHE  115.00 
 1  34149 34354  "1 "    0     # line from  CHENYT   115.00   (3) to BRKR  SCHINDLR 115.00 
 4  34148     0  "1 "    0     # LOAD-DROP    CHENY    115.00  LOAD==13.12(2.66) 
 3  34142     0  "1 "    0     # GEN-DROP    WHD_PAN2  13.80  GEN==49.00(4.03) 
 0 
  #
  #
  # (5)   C5 DCTL OUTAGE 
  # Gates - Panoche #1 and #2 230 kV Lines 
 1  30790 30900  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
  #
 1  30790 30900  "2 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  GATES    230.00 
 0 
  #
  #
  # (6)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Los Banos - Dos Amigos 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
 1  30765 38615  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  DS AMIGO 230.00 
 0 
  #
  #
  # (7)   C5 DCTL OUTAGE 
  # Los Banos - Panoche #2 and Dos Amigos - Panoche 230 kV Lines
 1  30765 30790  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  PANOCHE  230.00 
  #
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 1  38615 30790  "1 "    0     # line from  DS AMIGO 230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
  # (8)   C5 DCTL OUTAGE 
  # Los Banos - San Luis PGP #1 and #2 230 kV Lines 
 1  30765 38625  "1 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
  #
 1  30765 38625  "2 "    0     # line from  LOSBANOS 230.00  BRKR to BRKR  SN LS PP 230.00 
 0 
  #
  #
  # (9)   C5 DCTL OUTAGE 
  # Bellota - Melones and Bellota - Warnerville 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30500 38208  "1 "    0     # line from  BELLOTA  230.00  BRKR to (3)   COTTLE B 230.00 
 1  38208 30515  "1 "    0     # line from  COTTLE B 230.00   (3) to BRKR  WARNERVL 230.00 
 4  38208     0  "2 "    0     # LOAD-DROP    COTTLE B 230.00  LOAD==21.32(7.38) 
 0 
  #
  #
  # (10)   C5 DCTL OUTAGE 
  # Bellota - Melones and Warnerville - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (11)   C5 DCTL OUTAGE 
  # Bellota - Melones and Melones - Wilson 230 kV Lines 
 1  30500 38206  "1 "    0     # line from  BELLOTA  230.00  BRKR to (2)   COTTLE A 230.00 
 1  38206 37563  "1 "    0     # line from  COTTLE A 230.00   (2) to BRKR  MELONES  230.00 
 4  38206     0  "1 "    0     # LOAD-DROP    COTTLE A 230.00  LOAD==19.23(0.00) 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Bellota - Melones line 
  #
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
 0 
  #
  #
  # (12)   C5 DCTL OUTAGE 
  # Melones - Wilson and Warnerville - Wilson 230 kV Lines 
 1  37563 30800  "1 "    0     # line from  MELONES  230.00  BRKR to BRKR  WILSON   230.00 
 3  34604     0  "**"    0     # Drop Helms unit#3 with a loss Melones - Wilson line 
  #
 1  30515 30800  "1 "    0     # line from  WARNERVL 230.00  BRKR to BRKR  WILSON   230.00 
 0 
  #
  #
  # (13)   C5 DCTL OUTAGE 
  # Wilson - Borden and Wilson - Gregg 230 kV Lines 
 1  30795 30805  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  BORDEN   230.00 
 1  30795 30800  "1 "    0     # line from  STOREY 2 230.00   (2) to BRKR  WILSON   230.00 
 4  30795     0  "2 "    0     # LOAD-DROP    STOREY 2 230.00  LOAD==33.89(6.88) 
  #
 1  30796 30800  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  WILSON   230.00 
 1  30796 30810  "1 "    0     # line from  STOREY 1 230.00   (2) to BRKR  GREGG    230.00 
 4  30796     0  "1 "    0     # LOAD-DROP    STOREY 1 230.00  LOAD==37.23(7.56) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Wilson line
 0 
  #
  #
  # (14)   C5 DCTL OUTAGE 
  # Moss Landing - Panoche and Coburn - Panoche 230 kV Lines 
 1  30750 30790  "1 "    0     # line from  MOSSLND2 230.00  BRKR to BRKR  PANOCHE  230.00 
  # 
 1  30760 30790  "1 "    0     # line from  COBURN   230.00  BRKR to BRKR  PANOCHE  230.00 
 0 
  #
  #
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  # (15)   C5 DCTL OUTAGE 
  # Panoche - Helm and Panoche - Kearney 230 kV Lines
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
  #
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
 0 
  #
  #
  # (16) BUS FAULT  30765  "LOSBANOS" Bus Section 1 
  #
 1  30765  30670  "1"    0     # LINE from  LOSBANOS 230.00  to  WESTLEY  230.00 
 1  30765  30790  "2"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38625  "1"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 1  30765  38625  "2"    0     # LINE from  LOSBANOS 230.00  to  SN LS PP 230.00 
 2  30765  34214  "3"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 6  30765     0  "v"     0     # drop Los Banos 230 kV shunt Caps
 0 
  #
  #
  # (17) BUS FAULT  30765  "LOSBANOS" Bus Section 2 
  #
 1  30765  30790  "1"    0     # LINE from  LOSBANOS 230.00  to  PANOCHE  230.00 
 1  30765  38615  "1"    0     # LINE from  LOSBANOS 230.00  to  DS AMIGO 230.00 
 2  30765  34214  "4"    0     # TRAN from  LOSBANOS 230.00  to  LOS BANS  70.00 
 0 
  #
  #
  # (18) BUS FAULT  30790  "PANOCHE" Bus Section 1 
  #
 1  30790  30760  "1"    0     # LINE from  PANOCHE  230.00  to  COBURN   230.00 
 1  30790  30765  "1"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30765  "2"    0     # LINE from  PANOCHE  230.00  to  LOSBANOS 230.00 
 1  30790  30825  "1"    0     # LINE from  PANOCHE  230.00  to  MCMULLN1 230.00 
 1  30790  30900  "1"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 2  30790  30791  "1"    0     # TRAN from  PANOCHE  230.00  to  PNCHE 1M 230.00 
 0 
  #
  #
  # (19) BUS FAULT  30790  "PANOCHE" Bus Section 2 
  #
 1  30790  30750  "1"    0     # LINE from  PANOCHE  230.00  to  MOSSLND2 230.00 
 1  30790  30793  "1"    0     # LINE from  PANOCHE  230.00  to  PANO_EC  230.00 
 1  30790  30873  "1"    0     # LINE from  PANOCHE  230.00  to  HELM     230.00 
 1  30790  30900  "2"    0     # LINE from  PANOCHE  230.00  to  GATES    230.00 
 1  30790  38615  "1"    0     # LINE from  PANOCHE  230.00  to  DS AMIGO 230.00 
 2  30790  34158  "2"    0     # TRAN from  PANOCHE  230.00  to  PANOCHE  115.00 
 0 
  #
  #
  # (20) BUS FAULT  34100  "CHWCHLLA" 
  #
 1  34100  34101  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTAN T 115.00 
 1  34100  34105  "1"    0     # LINE from  CHWCHLLA 115.00  to  CERTANJ1 115.00 
 4  34100     0  "1 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==10.13(2.06) 
 4  34100     0  "2 "    0     # LOAD-DROP    CHWCHLLA 115.00  LOAD==13.86(2.82) 
 0 
  #
  #
  # (21) BUS FAULT  34104  "ATWATER" 
  #
 1  34104  34106  "1"    0     # LINE from  ATWATER  115.00  to  CASTLE   115.00 
 1  34104  34108  "1"    0     # LINE from  ATWATER  115.00  to  CRESEY T 115.00 
 1  34104  34134  "1"    0     # LINE from  ATWATER  115.00  to  WILSON A 115.00 
 4  34104     0  "1 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==32.40(6.57) 
 4  34104     0  "2 "    0     # LOAD-DROP    ATWATER  115.00  LOAD==28.36(5.76) 
 0 
  #
  #
  # (22) BUS FAULT  34112  "EXCHEQUR" 
  #
 1  34112  34116  "1"    0     # LINE from  EXCHEQUR 115.00  to  LE GRAND 115.00 
 2  34112  34176  "1"    0     # TRAN from  EXCHEQUR 115.00  to  EXCHQRTP 115.00 
 0 
  #
  #
  # (23) BUS FAULT  34116  "LE GRAND" 
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  #
 1  34116  34101  "1"    0     # LINE from  LE GRAND 115.00  to  CERTAN T 115.00 
 1  34116  34112  "1"    0     # LINE from  LE GRAND 115.00  to  EXCHEQUR 115.00 
 1  34116  34134  "1"    0     # LINE from  LE GRAND 115.00  to  WILSON A 115.00 
 1  34116  34154  "1"    0     # LINE from  LE GRAND 115.00  to  DAIRYLND 115.00 
 4  34116     0  "1 "    0     # LOAD-DROP    LE GRAND 115.00  LOAD==13.41(2.72) 
 0 
  #
  #
  # (24) BUS FAULT  34134  "WILSON A" 
  #
 1  34134  34116  "1"    0     # LINE from  WILSON A 115.00  to  LE GRAND 115.00 
 1  34134  34104  "1"    0     # LINE from  WILSON A 115.00  to  ATWATER  115.00 
 1  34134  34136  "1"    0     # LINE from  WILSON A 115.00  to  WILSON B 115.00 
 1  34134  34144  "1"    0     # LINE from  WILSON A 115.00  to  MERCED   115.00 
 2  34134  30800  "1"    0     # TRAN from  WILSON A 115.00  to  WILSON   230.00 
 4  34134     0  "3 "    0     # LOAD-DROP    WILSON A 115.00  LOAD==18.66(3.79) 
 6  34134     0  "v"     0     # drop Wilson A 115 kV shunt Caps
 0 
  #
  #
  # (25) BUS FAULT  34136  "WILSON B" 
  #
 1  34136  34118  "1"    0     # LINE from  WILSON B 115.00  to  LE GRNDJ 115.00 
 1  34136  34134  "1"    0     # LINE from  WILSON B 115.00  to  WILSON A 115.00 
 1  34136  34138  "1"    0     # LINE from  WILSON B 115.00  to  EL CAPTN 115.00 
 1  34136  34144  "2"    0     # LINE from  WILSON B 115.00  to  MERCED   115.00 
 2  34136  30800  "2"    0     # TRAN from  WILSON B 115.00  to  WILSON   230.00 
 0 
  #
  #
  # (26) BUS FAULT  34138  "EL CAPTN" 
  #
 1  34138  34106  "1"    0     # LINE from  EL CAPTN 115.00  to  CASTLE   115.00 
 1  34138  34136  "1"    0     # LINE from  EL CAPTN 115.00  to  WILSON B 115.00 
 4  34138     0  "1 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==19.47(3.95) 
 4  34138     0  "2 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==25.91(5.26) 
 4  34138     0  "3 "    0     # LOAD-DROP    EL CAPTN 115.00  LOAD==33.05(6.71) 
 0 
  #
  #
  # (27) BUS FAULT  34144  "MERCED" 
  #
 1  34144  34110  "1"    0     # LINE from  MERCED   115.00  to  ATWATR J 115.00 
 1  34144  34134  "1"    0     # LINE from  MERCED   115.00  to  WILSON A 115.00 
 1  34144  34136  "2"    0     # LINE from  MERCED   115.00  to  WILSON B 115.00 
 2  34144  34146  "2"    0     # TRAN from  MERCED   115.00  to  MERCED M 115.00 
 4  34144     0  "1 "    0     # LOAD-DROP    MERCED   115.00  LOAD==37.10(7.53) 
 4  34144     0  "3 "    0     # LOAD-DROP    MERCED   115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (28) BUS FAULT  34154  "DAIRYLND" 
  #
 1  34154  34116  "1"    0     # LINE from  DAIRYLND 115.00  to  LE GRAND 115.00 
 1  34154  34150  "1"    0     # LINE from  DAIRYLND 115.00  to  NEWHALL  115.00 
 4  34154     0  "1 "    0     # LOAD-DROP    DAIRYLND 115.00  LOAD==25.82(5.24) 
 0 
  #
  #
  # (29) BUS FAULT  34158  "PANOCHE" Bus Section 1 
  #
 1  34158  34149  "1"    0     # LINE from  PANOCHE  115.00  to  CHENYT   115.00 
 1  34158  34159  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHEJ 115.00 
 2  34158  30790  "2"    0     # TRAN from  PANOCHE  115.00  to  PANOCHE  230.00 
 2  34158  34186  "1"    0     # TRAN from  PANOCHE  115.00  to  DG_PAN1   13.80 
 0 
  #
  #
  # (30) BUS FAULT  34158  "PANOCHE" Bus Section 2 
  #
 1  34158  34157  "1"    0     # LINE from  PANOCHE  115.00  to  PANOCHET 115.00 
 1  34158  34189  "1"    0     # LINE from  PANOCHE  115.00  to  STARWOOD 115.00 
 1  34158  34350  "1"    0     # LINE from  PANOCHE  115.00  to  KAMM     115.00 
 2  34158  30791  "1"    0     # TRAN from  PANOCHE  115.00  to  PNCHE 1M 230.00 
 0 
  #
  #
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  # (31) BUS FAULT  34200  "ORO LOMA" 
  #
 1  34200  34218  "1"    0     # LINE from  ORO LOMA  70.00  to  DOS PALS  70.00 
 1  34200  34222  "1"    0     # LINE from  ORO LOMA  70.00  to  MRCYSPRS  70.00 
 1  34200  34234  "1"    0     # LINE from  ORO LOMA  70.00  to  POSO J1   70.00 
 2  34200  34162  "2"    0     # TRAN from  ORO LOMA  70.00  to  ORO LOMA 115.00 
 4  34200     0  "1 "    0     # LOAD-DROP    ORO LOMA  70.00  LOAD==8.64(1.75) 
 0 
  #
  #
  # (32) BUS FAULT  34202  "MERCED" 
  #
 1  34202  34203  "1"    0     # LINE from  MERCED    70.00  to  ELNIDOTP  70.00 
 1  34202  34230  "1"    0     # LINE from  MERCED    70.00  to  MRCDFLLS  70.00 
 2  34202  34146  "2"    0     # TRAN from  MERCED    70.00  to  MERCED M 115.00 
 0 
  #
  #
  # (33) BUS FAULT  34206  "CANAL" 
  #
 1  34206  34212  "1"    0     # LINE from  CANAL     70.00  to  LVNGSTNT  70.00 
 1  34206  34216  "1"    0     # LINE from  CANAL     70.00  to  SNTA RTA  70.00 
 1  34206  34220  "1"    0     # LINE from  CANAL     70.00  to  ORTIGA    70.00 
 4  34206     0  "1 "    0     # LOAD-DROP    CANAL     70.00  LOAD==30.56(6.21) 
 4  34206     0  "2 "    0     # LOAD-DROP    CANAL     70.00  LOAD==31.27(6.35) 
 0 
  #
  #
  # (34) BUS FAULT  34214  "LOS BANS" 
  #
 1  34214  34208  "1"    0     # LINE from  LOS BANS  70.00  to  CHEVPIPE  70.00 
 1  34214  34272  "1"    0     # LINE from  LOS BANS  70.00  to  WRGHT PP  70.00 
 1  34214  34278  "1"    0     # LINE from  LOS BANS  70.00  to  PCHCO PP  70.00 
 1  34214  34282  "1"    0     # LINE from  LOS BANS  70.00  to  ONLL PMP  69.00 
 2  34214  30765  "3"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 2  34214  30765  "4"    0     # TRAN from  LOS BANS  70.00  to  LOSBANOS 230.00 
 0 
  #
  #
  # (35) BUS FAULT  34216  "SNTA RTA" 
  #
 1  34216  34206  "1"    0     # LINE from  SNTA RTA  70.00  to  CANAL     70.00 
 1  34216  34218  "1"    0     # LINE from  SNTA RTA  70.00  to  DOS PALS  70.00 
 4  34216     0  "1 "    0     # LOAD-DROP    SNTA RTA  70.00  LOAD==7.48(1.52) 
 0 
  #
  #
  # (36) BUS FAULT  34230  "MRCDFLLS" 
  #
 1  34230  34202  "1"    0     # LINE from  MRCDFLLS  70.00  to  MERCED    70.00 
 1  34230  34321  "1"    0     # LINE from  MRCDFLLS  70.00  to  MCSWAINJ  70.00 
 2  34230  34322  "1"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 2  34230  34322  "2"    0     # TRAN from  MRCDFLLS  70.00  to  MERCEDFL   9.11 
 4  34230     0  "2 "    0     # LOAD-DROP    MRCDFLLS  70.00  LOAD==8.94(1.82) 
 0 
  #
  #
  # (37) BUS FAULT  34238  "BONITA" 
  #
 1  34238  34236  "1"    0     # LINE from  BONITA    70.00  to  POSO J2   70.00 
 1  34238  34255  "1"    0     # LINE from  BONITA    70.00  to  TRIGO J   70.00 
 4  34238     0  "1 "    0     # LOAD-DROP    BONITA    70.00  LOAD==14.37(2.92) 
 0 
  #
  #
  # (38) BUS FAULT  34240  "GLASS" 
  #
 1  34240  34237  "1"    0     # LINE from  GLASS     70.00  to  CANANDGA  70.00 
 1  34240  34256  "1"    0     # LINE from  GLASS     70.00  to  BORDEN    70.00 
 4  34240     0  "1 "    0     # LOAD-DROP    GLASS     70.00  LOAD==9.05(4.89) 
 0 
  #
  #
  # (39) BUS FAULT  34252  "MADERA" 
  #
 1  34252  34254  "1"    0     # LINE from  MADERA    70.00  to  TRIGO     70.00 
 1  34252  34256  "1"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
 1  34252  34256  "2"    0     # LINE from  MADERA    70.00  to  BORDEN    70.00 
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 4  34252     0  "1 "    0     # LOAD-DROP    MADERA    70.00  LOAD==17.99(3.65) 
 4  34252     0  "2 "    0     # LOAD-DROP    MADERA    70.00  LOAD==23.16(4.71) 
 6  34252     0  "v"     0     # drop Madera 70 kV shunt Caps
 0 
  #
  #
  # (40) BUS FAULT  34256  "BORDEN" 
  #
 1  34256  34252  "1"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34252  "2"    0     # LINE from  BORDEN    70.00  to  MADERA    70.00 
 1  34256  34240  "1"    0     # LINE from  BORDEN    70.00  to  GLASS     70.00 
 1  34256  34262  "1"    0     # LINE from  BORDEN    70.00  to  CASSIDY   70.00 
 2  34256  30805  "1"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 2  34256  30805  "2"    0     # TRAN from  BORDEN    70.00  to  BORDEN   230.00 
 0 
  #
  #
  # (41) BUS FAULT  34268  "MENDOTA" 
  #
 1  34268  34267  "1"    0     # LINE from  MENDOTA   70.00  to  TOMATAK   70.00 
 1  34268  34269  "1"    0     # LINE from  MENDOTA   70.00  to  BIOMSJCT  70.00 
 2  34268  34156  "1"    0     # TRAN from  MENDOTA   70.00  to  MENDOTA  115.00 
 0 
  #
  #
  # 2011 winpk category c contingency list 
  # Fresno Zone 314 
  #
  #
  # (42)   C5 DCTL OUTAGE 
  # Gates - Schindler and Gates - Huron #1 70 kV Lines 
 1  34558 34560  "1 "    0     # line from  HURON     70.00  BRKR to (2)   CALFLAX   70.00 
 1  34560 34562  "1 "    0     # line from  CALFLAX   70.00   (2) to BRKR  SCHLNDLR  70.00 
 4  34560     0  "1 "    0     # LOAD-DROP    CALFLAX   70.00  LOAD==6.53(1.33) 
 1  34552 34558  "2 "    0      # Must include Gates - Huron #2 in this outage
  #
 1  34552 34558  "1 "    0     # line from  GATES     70.00  BRKR to BRKR  HURON     70.00 
 0 
  #
  #
  # (43)   C5 DCTL OUTAGE 
  # Barton - Sanger and Manchester - Sanger 115 kV Lines 
 1  34359 34361  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34359 34408  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  BARTON   115.00 
 1  34359 34366  "1 "    0     # line from  AIRWAYJ2 115.00   (3) to BRKR  SANGER   115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (44)   C5 DCTL OUTAGE 
  # Herndon - Barton and Herndon - Manchester 115 kV Lines
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34410 34412  "1 "    0     # line from  MANCHSTR 115.00  BRKR to BRKR  HERNDON  115.00 
 0 
  #
  #
  # (45)   C5 DCTL OUTAGE 
  # Herndon - Barton and Manchester - Sanger 115 kV Lines 
 1  34408 34412  "1 "    0     # line from  BARTON   115.00  BRKR to BRKR  HERNDON  115.00 
  #
 1  34357 34361  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  AIRWAYS  115.00 
 1  34357 34368  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to (2)   LASPALMS 115.00 
 1  34357 34410  "1 "    0     # line from  AIRWAYJ1 115.00   (3) to BRKR  MANCHSTR 115.00 
 1  34368 34366  "1 "    0     # line from  LASPALMS 115.00   (2) to BRKR  SANGER   115.00 
 4  34368     0  "1 "    0     # LOAD-DROP    LASPALMS 115.00  LOAD==13.90(11.89) 
 0 
  #
  #
  # (46)   C5 DCTL OUTAGE 
  # Herndon - Bullard #1 and #2 115 kV Lines 
 1  34411 34416  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  BULLARD  115.00 
 1  34411 34412  "1 "    0     # line from  PNDLJ1   115.00   (2) to BRKR  HERNDON  115.00 
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  #
 1  34409 34413  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  PNEDLE   115.00 
 1  34409 34416  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  BULLARD  115.00 
 1  34409 34412  "1 "    0     # line from  PNDLJ2   115.00   (3) to BRKR  HERNDON  115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 1  34411 34413  "1 "    1      # Switches in Pindale CB#12 to transfer load
 4  34413     0  "**"    1      # Restore load at Pindale
 0 
  #
  #
  # (47)   C5 DCTL OUTAGE 
  # Kerckhoff - Clovis - Sanger #1 and #2 115 kV Lines 
 1  34358 34360  "1 "    0     # line from  KERCKHF2 115.00  BRKR to (3)   WWARD JT 115.00 
 1  34360 34414  "1 "    0     # line from  WWARD JT 115.00   (3) to BRKR  WOODWARD 115.00 
 1  34360 34363  "1 "    0     # line from  WWARD JT 115.00   (3) to (3)   CLOVISJ1 115.00 
 1  34363 34362  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  CLOVIS-1 115.00 
 1  34363 34366  "1 "    0     # line from  CLOVISJ1 115.00   (3) to BRKR  SANGER   115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34362      0  "**"    1      # Restore Load at Clovis 1
  #
 1  34364 34365  "1 "    0     # line from  CLOVIS-2 115.00  BRKR to (3)   CLOVISJ2 115.00 
 1  34365 34358  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  KERCKHF2 115.00 
 1  34365 34366  "1 "    0     # line from  CLOVISJ2 115.00   (3) to BRKR  SANGER   115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 1 34362  34364  "1 "    1      # Switches in Clovis SW 387 to transfer load
 4 34364      0  "**"    1      # Restore Load at Clovis 2
 0 
  #
  #
  # (48)   C5 DCTL OUTAGE 
  # Kingburg - Corcoran #1 and #2 115 kV Lines 
 1  34418 34420  "1 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
  #
 1  34418 34420  "2 "    0     # line from  KINGSBRG 115.00  BRKR to BRKR  CORCORAN 115.00 
 0 
  #
  #
  # (49)   C5 DCTL OUTAGE 
  # Kings River - Sanger - Reedley and Balch - Sanger 115 kV Lines 
 1  34366 34389  "1 "    0     # line from  SANGER   115.00  BRKR to (3)   RAINBWTP 115.00 
 1  34389 34388  "1 "    0     # line from  RAINBWTP 115.00   (3) to (1)   RAINBW   115.00 
 1  34389 34394  "1 "    0     # line from  RAINBWTP 115.00   (3) to (3)   PIEDRA 1 115.00 
 1  34394 34380  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  REEDLEY  115.00 
 1  34394 34400  "1 "    0     # line from  PIEDRA 1 115.00   (3) to BRKR  KNGSRVR1 115.00 
 4  34388     0  "1 "    0     # LOAD-DROP    RAINBW   115.00  LOAD==16.20(3.29) 
  #
 1  34366 34396  "1 "    0     # line from  SANGER   115.00  BRKR to (2)   PIEDRA 2 115.00 
 1  34396 34398  "1 "    0     # line from  PIEDRA 2 115.00   (2) to (2)   BALCH    115.00 
 2  34398 34624  "1 "    0     # TRAN from  BALCH    115.00   (2) to (1)   BALCH 1   13.20 
 4  34624     0  "1 "    0     # LOAD-DROP    BALCH 1   13.20  LOAD==0.26(0.00) 
 3  34624     0  "1 "    0     # GEN-DROP    BALCH 1   13.20  GEN==27.00(8.33) 
 0 
  #
  #
  # (50)   C5 DCTL OUTAGE 
  # McCall - Kingsburg #1 and #2 115 kV Lines 
 1  34370 34385  "1 "    0     # line from  MC CALL  115.00  BRKR to (3)   KINGS J1 115.00 
 1  34385 34417  "1 "    0     # line from  KINGS J1 115.00   (3) to (2)   KINGS J2 115.00 
 1  34385 34425  "1 "    0     # line from  KINGS J1 115.00   (3) to (3)   KCOGNJCT 115.00 
 1  34417 34418  "1 "    0     # line from  KINGS J2 115.00   (2) to BRKR  KINGSBRG 115.00 
 1  34425 34387  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (1)   SUNMAID  115.00 
 1  34425 34427  "1 "    0     # line from  KCOGNJCT 115.00   (3) to (2)   GRDNGLS2 115.00 
 1  34427 34386  "1 "    0     # line from  GRDNGLS2 115.00   (2) to (2)   KNGSCOGN 115.00 
 2  34386 34642  "1 "    0     # TRAN from  KNGSCOGN 115.00   (2) to BRKR  KINGSBUR   9.11 
 4  34387     0  "1 "    0     # LOAD-DROP    SUNMAID  115.00  LOAD==3.40(3.28) 
 3  34642     0  "1 "    0     # GEN-DROP    KINGSBUR   9.11  GEN==34.00(17.30) 
  #
 1  34418 34423  "1 "    0     # line from  KINGSBRG 115.00  BRKR to (3)   GAURD J1 115.00 
 1  34423 34370  "1 "    0     # line from  GAURD J1 115.00   (3) to BRKR  MC CALL  115.00 
 1  34423 34421  "1 "    0     # line from  GAURD J1 115.00   (3) to (2)   GAURD J2 115.00 
 1  34421 34424  "1 "    0     # line from  GAURD J2 115.00   (2) to (1)   GRDN GLS 115.00 
 4  34424     0  "1 "    0     # LOAD-DROP    GRDN GLS 115.00  LOAD==3.50(1.15) 
 4  34418     0  "3 "    0      # Kingsburg Bank #3 will also be dropped on this outage
 0 
  #
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  #
  # (51)   C5 DCTL OUTAGE 
  # McCall - Sanger #1 and #2 115 kV Lines 
 1  34366 34370  "1 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34366 34370  "2 "    0     # line from  SANGER   115.00  BRKR to BRKR  MC CALL  115.00 
 0 
  #
  #
  # (52)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - West Fresno 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34402 34404  "1 "    0     # line from  CAL AVE  115.00  BRKR to BRKR  WST FRSO 115.00 
 0 
  #
  #
  # (53)   C5 DCTL OUTAGE 
  # McCall - West Fresno and California Ave. - McCall 115 kV Lines 
 1  34404 34370  "1 "    0     # line from  WST FRSO 115.00  BRKR to BRKR  MC CALL  115.00 
  #
 1  34390 34370  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  MC CALL  115.00 
 1  34390 34402  "1 "    0     # line from  DANISHCM 115.00   (2) to BRKR  CAL AVE  115.00 
 4  34390     0  "1 "    0     # LOAD-DROP    DANISHCM 115.00  LOAD==4.10(3.51) 
 0 
  #
  #
  # (54)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gates - McCall 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (55)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Gates - Gregg 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (56)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Panoche - Helm 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30790 30873  "1 "    0     # line from  PANOCHE  230.00  BRKR to BRKR  HELM     230.00 
 0 
  #
  #
  # (57)   C5 DCTL OUTAGE 
  # Panoche - Kearney and Helm - McCall 230 kV Lines 
 1  30790 30825  "1 "    0     # line from  PANOCHE  230.00  BRKR to (2)   MCMULLN1 230.00 
 1  30825 30830  "1 "    0     # line from  MCMULLN1 230.00   (2) to BRKR  KEARNEY  230.00 
 4  30825     0  "1 "    0     # LOAD-DROP    MCMULLN1 230.00  LOAD==20.57(4.18) 
  #
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
 0 
  #
  #
  # (58)   C5 DCTL OUTAGE 
  # Helm - McCall and Gates - McCall 230 kV Lines 
 1  30873 30875  "1 "    0     # line from  HELM     230.00  BRKR to BRKR  MC CALL  230.00 
  #
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 1  30875 30880  "1 "    0     # line from  MC CALL  230.00  BRKR to (2)   HENTAP2  230.00 
 1  30880 30900  "1 "    0     # line from  HENTAP2  230.00   (2) to BRKR  GATES    230.00 
 0 
  #
  #
  # (59)   C5 DCTL OUTAGE 
  # Helms - Gregg #1 and #2 230 kV Lines 
 1  30810 30820  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34600     0  "**"    0      # Drop unit#1 with a loss Helm - Gregg #1 line
  #
 1  30810 30820  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HELMS PP 230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Helm - Gregg #2 line
 0 
  #
  #
  # (60)   C5 DCTL OUTAGE 
  # Gregg - Herndon #1 and #2 230 kV Lines 
 1  30810 30835  "1 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #1 line
  #
 1  30810 30835  "2 "    0     # line from  GREGG    230.00  BRKR to BRKR  HERNDON  230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Herndon #2 line
 0 
  #
  #
  # (61)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Herndon - Ashlan 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
 0 
  #
  #
  # (62)   C5 DCTL OUTAGE 
  # Herndon - Kearney and Gates - Gregg 230 kV Lines 
 1  30830 30835  "1 "    0     # line from  KEARNEY  230.00  BRKR to BRKR  HERNDON  230.00 
  #
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
 0 
  #
  #
  # (63)   C5 DCTL OUTAGE 
  # Gates - Gregg and Gregg - Ashlan 230 kV Lines 
 1  30810 30879  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   HENTAP1  230.00 
 1  30879 30881  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  HENRIETA 230.00 
 1  30879 30900  "1 "    0     # line from  HENTAP1  230.00   (3) to BRKR  GATES    230.00 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Henrietta Tap 1 line
 1  30880 30881  "1 "    1      # Henrietta flip flop (Henrietta CB 222)
  #
 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (64)   C5 DCTL OUTAGE 
  # Herndon - Ashlan and Gregg - Ashlan 230 kV Lines 
 1  30835 30840  "1 "    0     # line from  HERNDON  230.00  BRKR to (3)   FGRDN T1 230.00 
 1  30840 30841  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  FIGRDN 1 230.00 
 1  30840 30850  "1 "    0     # line from  FGRDN T1 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30841      0  "**"    1      # Restore Load at Figarden 1
  #
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 1  30810 30845  "1 "    0     # line from  GREGG    230.00  BRKR to (3)   FGRDN T2 230.00 
 1  30845 30846  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  FIGRDN 2 230.00 
 1  30845 30850  "1 "    0     # line from  FGRDN T2 230.00   (3) to BRKR  ASHLAN   230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
 3  34604     0  "**"    0      # Drop unit#3 with a loss Gregg - Figarden line
 1 30841  30846  "1 "    1      # Switches in Figarden SW 286 to transfer load
 4 30846      0  "**"    1      # Restore Load at Figarden 2
 0 
  #
  #
  # (65)   C5 DCTL OUTAGE 
  # Haas - McCall and Balch - McCall 230 kV Lines 
 1  30855 30860  "1 "    0     # line from  HAAS     230.00   (2) to (3)   BALCH3TP 230.00 
 2  30855 34610  "1 "    0     # TRAN from  HAAS     230.00   (2) to (1)   HAAS      13.80 
 1  30860 30875  "1 "    0     # line from  BALCH3TP 230.00   (3) to BRKR  MC CALL  230.00 
 2  30860 34614  "1 "    0     # TRAN from  BALCH3TP 230.00   (3) to (1)   BLCH 2-3  13.80 
 3  34610     0  "1 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34610     0  "2 "    0     # GEN-DROP    HAAS      13.80  GEN==70.00(10.21) 
 3  34614     0  "1 "    0     # GEN-DROP    BLCH 2-3  13.80  GEN==50.00(7.64) 
  #
 1  30865 30870  "1 "    0     # line from  BALCH    230.00   (2) to (3)   PINE FLT 230.00 
 2  30865 34612  "1 "    0     # TRAN from  BALCH    230.00   (2) to (1)   BLCH 2-2  13.80 
 1  30870 30875  "1 "    0     # line from  PINE FLT 230.00   (3) to BRKR  MC CALL  230.00 
 2  30870 38720  "1 "    0     # TRAN from  PINE FLT 230.00   (3) to (1)   PINE FLT  13.80 
 3  34612     0  "1 "    0     # GEN-DROP    BLCH 2-2  13.80  GEN==50.00(0.66) 
 3  38720     0  "1 "    0     # GEN-DROP    PINE FLT  13.80  GEN==57.00(23.30) 
 0 
  #
  #
  # (66) BUS FAULT  30820  "HELMS PP" 
  #
 1  30820  30810  "1"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 1  30820  30810  "2"    0     # LINE from  HELMS PP 230.00  to  GREGG    230.00 
 2  30820  34600  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 1   18.00 
 2  30820  34602  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 2   18.00 
 2  30820  34604  "1"    0     # TRAN from  HELMS PP 230.00  to  HELMS 3   18.00 
 0 
  #
  #
  # (67) BUS FAULT  30830  "KEARNEY" 
  #
 1  30830  30825  "1"    0     # LINE from  KEARNEY  230.00  to  MCMULLN1 230.00 
 1  30830  30835  "1"    0     # LINE from  KEARNEY  230.00  to  HERNDON  230.00 
 2  30830  34480  "2"    0     # TRAN from  KEARNEY  230.00  to  KEARNEY   70.00 
 0 
  #
  #
  # (68) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 1 
  #
 1  30835  30810  "1"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30830  "1"    0     # LINE from  HERNDON  230.00  to  KEARNEY  230.00 
 2  30835  30882  "1"    0     # TRAN from  HERNDON  230.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (69) BUS FAULT  30835  "HERNDON" 230 kV Bus Section 2 
  #
 1  30835  30810  "2"    0     # LINE from  HERNDON  230.00  to  GREGG    230.00 
 1  30835  30840  "1"    0     # LINE from  HERNDON  230.00  to  FGRDN T1 230.00 
 2  30835  30883  "2"    0     # TRAN from  HERNDON  230.00  to  HERNDN2M 115.00 
 0 
  #
  #
  # (70) BUS FAULT  30841  "FIGRDN 1" 
  #
 1  30841  30840  "1"    0     # LINE from  FIGRDN 1 230.00  to  FGRDN T1 230.00 
 1  30841  30846  "1"    0     # LINE from  FIGRDN 1 230.00  to  FIGRDN 2 230.00 
 4  30841     0  "1 "    0     # LOAD-DROP    FIGRDN 1 230.00  LOAD==73.45(14.92) 
 0 
  #
  #
  # (71) BUS FAULT  30846  "FIGRDN 2" 
  #
 1  30846  30841  "1"    0     # LINE from  FIGRDN 2 230.00  to  FIGRDN 1 230.00 
 1  30846  30845  "1"    0     # LINE from  FIGRDN 2 230.00  to  FGRDN T2 230.00 
 4  30846     0  "1 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==52.57(10.67) 
 4  30846     0  "2 "    0     # LOAD-DROP    FIGRDN 2 230.00  LOAD==36.77(7.47) 
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 0 
  #
  #
  # (72) BUS FAULT  30850  "ASHLAN" 
  #
 1  30850  30840  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T1 230.00 
 1  30850  30845  "1"    0     # LINE from  ASHLAN   230.00  to  FGRDN T2 230.00 
 4  30850     0  "1 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==69.20(13.40) 
 4  30850     0  "2 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==64.54(12.84) 
 4  30850     0  "3 "    0     # LOAD-DROP    ASHLAN   230.00  LOAD==65.51(12.49) 
 0 
  #
  #
  # (73) BUS FAULT  30873  "HELM" 
  #
 1  30873  30790  "1"    0     # LINE from  HELM     230.00  to  PANOCHE  230.00 
 1  30873  30875  "1"    0     # LINE from  HELM     230.00  to  MC CALL  230.00 
 2  30873  34474  "1"    0     # TRAN from  HELM     230.00  to  HELM      70.00 
 0 
  #
  #
  # (74) BUS FAULT  30874  "Q128STN" 
  # post-project outage 
 1  30874  30875  "1"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 1  30874  30875  "2"    0     # LINE from  Q128STN  230.00  to  MC CALL  230.00 
 2  30874  34685  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT1  16.50 
 2  30874  34686  "1"    0     # TRAN from  Q128STN  230.00  to  Q128CT2  16.50 
 2  30874  34687  "1"    0     # TRAN from  Q128STN  230.00  to  Q128STG  16.50 
 0 
  #
  #
  # (75) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 1 
  # pre and post-project outage 
 1  30875  30870  "1"    0     # LINE from  MC CALL  230.00  to  PINE FLT 230.00 
 1  30875  30874  "1"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 1  30875  30880  "1"    0     # LINE from  MC CALL  230.00  to  HENTAP2  230.00 
 2  30875  30877  "2"    0     # TRAN from  MC CALL  230.00  to  MCCALL2M 115.00 
 6  30875  0      "v"    0     # SVD  from  MC CALL  230.00 
 0 
  #
  #
  # (76) BUS FAULT  30875  "MC CALL" 230 kV Bus Section 2 
  # pre and post-project outage 
 1  30875  30873  "1"    0     # LINE from  MC CALL  230.00  to  HELM     230.00 
 1  30875  30860  "1"    0     # LINE from  MC CALL  230.00  to  BALCH3TP 230.00 
 1  30875  30874  "2"    0     # LINE from  MC CALL  230.00  to  Q128STN  230.00 
 2  30875  30876  "1"    0     # TRAN from  MC CALL  230.00  to  MCCALL1M 115.00 
 2  30875  30878  "3"    0     # TRAN from  MC CALL  230.00  to  MCCALL3M 115.00 
 0 
  #
  #
  # (77) BUS FAULT  30881  "HENRIETA" 
  #
 1  30881  30879  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP1  230.00 
 1  30881  30880  "1"    0     # LINE from  HENRIETA 230.00  to  HENTAP2  230.00 
 2  30881  34430  "3"    0     # TRAN from  HENRIETA 230.00  to  HENRETTA 115.00 
 2  30881  34540  "2"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 2  30881  34540  "4"    0     # TRAN from  HENRIETA 230.00  to  HENRITTA  70.00 
 0 
  #
  #
  # (78) BUS FAULT  30900  "GATES" 230 kV Bus Section 1D 
  #
 1  30900  30790  "1"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30905  "1"    0     # LINE from  GATES    230.00  to  TEMPLETN 230.00 
 2  30900  30901  "1"    0     # TRAN from  GATES    230.00  to  GATES 1M 230.00 
 6  30900  0      "v"    0     # SVD  from  GATES    230.00 
 0 
  #
  #
  # (79) BUS FAULT  30900  "GATES" 230 kV Bus Section 2D 
  #
 1  30900  30790  "2"    0     # LINE from  GATES    230.00  to  PANOCHE  230.00 
 1  30900  30915  "1"    0     # LINE from  GATES    230.00  to  MORROBAY 230.00 
 0 
  #
  #
  # (80) BUS FAULT  30900  "GATES" 230 kV Bus Section 1E 
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  #
 1  30900  30879  "1"    0     # LINE from  GATES    230.00  to  HENTAP1  230.00 
 1  30900  30935  "1"    0     # LINE from  GATES    230.00  to  ARCO     230.00 
 0 
  #
  #
  # (81) BUS FAULT  30900  "GATES" 230 kV Bus Section 2E 
  #
 1  30900  30880  "1"    0     # LINE from  GATES    230.00  to  HENTAP2  230.00 
 1  30900  30970  "1"    0     # LINE from  GATES    230.00  to  MIDWAY   230.00 
 0 
  #
  #
  # (82) BUS FAULT  34356  "KERCKHF1" 
  #
 1  34356  34123  "2"    0     # LINE from  KERCKHF1 115.00  to  K1-JCT   115.00 
 1  34356  34358  "1"    0     # LINE from  KERCKHF1 115.00  to  KERCKHF2 115.00 
 2  34356  34344  "1"    0     # TRAN from  KERCKHF1 115.00  to  KERCKHOF   6.60 
 0 
  #
  #
  # (83) BUS FAULT  34358  "KERCKHF2" 
  #
 1  34358  34123  "2"    0     # LINE from  KERCKHF2 115.00  to  K1-JCT   115.00 
 1  34358  34356  "1"    0     # LINE from  KERCKHF2 115.00  to  KERCKHF1 115.00 
 1  34358  34360  "1"    0     # LINE from  KERCKHF2 115.00  to  WWARD JT 115.00 
 1  34358  34365  "1"    0     # LINE from  KERCKHF2 115.00  to  CLOVISJ2 115.00 
 2  34358  34308  "1"    0     # TRAN from  KERCKHF2 115.00  to  KERCKHOF  13.80 
 0 
  #
  #
  # (84) BUS FAULT  34361  "AIRWAYS" 
  #
 1  34361  34357  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ1 115.00 
 1  34361  34359  "1"    0     # LINE from  AIRWAYS  115.00  to  AIRWAYJ2 115.00 
 4  34361     0  "1 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==38.39(7.43) 
 4  34361     0  "2 "    0     # LOAD-DROP    AIRWAYS  115.00  LOAD==12.60(2.56) 
 0 
  #
  #
  # (85) BUS FAULT  34362  "CLOVIS-1" 
  #
 1  34362  34363  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVISJ1 115.00 
 1  34362  34364  "1"    0     # LINE from  CLOVIS-1 115.00  to  CLOVIS-2 115.00 
 4  34362     0  "1 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==51.01(10.36) 
 4  34362     0  "2 "    0     # LOAD-DROP    CLOVIS-1 115.00  LOAD==50.20(10.20) 
 0 
  #
  #
  # (86) BUS FAULT  34364  "CLOVIS-2" 
  #
 1  34364  34362  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVIS-1 115.00 
 1  34364  34365  "1"    0     # LINE from  CLOVIS-2 115.00  to  CLOVISJ2 115.00 
 4  34364     0  "3 "    0     # LOAD-DROP    CLOVIS-2 115.00  LOAD==44.76(9.09) 
 0 
  #
  #
  # (87) BUS FAULT  34366  "SANGER" 
  #
 1  34366  34363  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ1 115.00 
 1  34366  34365  "1"    0     # LINE from  SANGER   115.00  to  CLOVISJ2 115.00 
 1  34366  34359  "1"    0     # LINE from  SANGER   115.00  to  AIRWAYJ2 115.00 
 1  34366  34368  "1"    0     # LINE from  SANGER   115.00  to  LASPALMS 115.00 
 1  34366  34370  "1"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "2"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34370  "3"    0     # LINE from  SANGER   115.00  to  MC CALL  115.00 
 1  34366  34372  "1"    0     # LINE from  SANGER   115.00  to  MALAGA   115.00 
 1  34366  34389  "1"    0     # LINE from  SANGER   115.00  to  RAINBWTP 115.00 
 1  34366  34396  "1"    0     # LINE from  SANGER   115.00  to  PIEDRA 2 115.00 
 1  34366  34488  "1"    0     # LINE from  SANGER   115.00  to  SANGER    70.00 
 2  34366  34590  "1"    0     # TRAN from  SANGER   115.00  to  SANGR3T  115.00 
 4  34366     0  "1 "    0     # LOAD-DROP    SANGER   115.00  LOAD==24.26(4.93) 
 0 
  #
  #
  # (88) BUS FAULT  34372  "MALAGA" 
  #
 1  34372  34366  "1"    0     # LINE from  MALAGA   115.00  to  SANGER   115.00 
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 1  34372  34376  "1"    0     # LINE from  MALAGA   115.00  to  PPG      115.00 
 1  34372  34379  "1"    0     # LINE from  MALAGA   115.00  to  MALAGATP 115.00 
 1  34372  34381  "1"    0     # LINE from  MALAGA   115.00  to  KRCDP    115.00 
 4  34372     0  "1 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==25.25(5.12) 
 4  34372     0  "2 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==22.76(4.62) 
 4  34372     0  "3 "    0     # LOAD-DROP    MALAGA   115.00  LOAD==23.13(4.69) 
 0 
  #
  #
  # (89) BUS FAULT  34378  "GATES" 
  #
 2  34378  30901  "1"    0     # TRAN from  GATES    115.00  to  GATES 1M 230.00 
 2  34378  34552  "2"    0     # TRAN from  GATES    115.00  to  GATES     70.00 
 4  34378     0  "3 "    0     # LOAD-DROP    GATES    115.00  LOAD==19.45(3.95) 
 0 
  #
  #
  # (90) BUS FAULT  34380  "REEDLEY" 
  #
 1  34380  34384  "1"    0     # LINE from  REEDLEY  115.00  to  GERAWAN  115.00 
 1  34380  34394  "1"    0     # LINE from  REEDLEY  115.00  to  PIEDRA 1 115.00 
 2  34380  34492  "1"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 2  34380  34492  "2"    0     # TRAN from  REEDLEY  115.00  to  REEDLEY   70.00 
 4  34380     0  "3 "    0     # LOAD-DROP    REEDLEY  115.00  LOAD==26.17(5.31) 
 0 
  #
  #
  # (91) BUS FAULT  34382  "WAHTOKE" 
  #
 1  34382  34370  "1"    0     # LINE from  WAHTOKE  115.00  to  MC CALL  115.00 
 1  34382  34384  "1"    0     # LINE from  WAHTOKE  115.00  to  GERAWAN  115.00 
 4  34382     0  "2 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==30.36(6.17) 
 4  34382     0  "3 "    0     # LOAD-DROP    WAHTOKE  115.00  LOAD==20.84(4.24) 
 0 
  #
  #
  # (92) BUS FAULT  34400  "KNGSRVR1" 
  #
 1  34400  34394  "1"    0     # LINE from  KNGSRVR1 115.00  to  PIEDRA 1 115.00 
 2  34400  34616  "1"    0     # TRAN from  KNGSRVR1 115.00  to  KINGSRIV  13.80 
 0 
  #
  #
  # (93) BUS FAULT  34402  "CAL AVE" 
  #
 1  34402  34390  "1"    0     # LINE from  CAL AVE  115.00  to  DANISHCM 115.00 
 1  34402  34404  "1"    0     # LINE from  CAL AVE  115.00  to  WST FRSO 115.00 
 4  34402     0  "1 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==28.95(5.87) 
 4  34402     0  "2 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==31.26(6.35) 
 4  34402     0  "3 "    0     # LOAD-DROP    CAL AVE  115.00  LOAD==24.42(4.96) 
 0 
  #
  #
  # (94) BUS FAULT  34404  "WST FRSO" 
  #
 1  34404  34370  "1"    0     # LINE from  WST FRSO 115.00  to  MC CALL  115.00 
 1  34404  34402  "1"    0     # LINE from  WST FRSO 115.00  to  CAL AVE  115.00 
 4  34404     0  "1 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==37.55(7.63) 
 4  34404     0  "2 "    0     # LOAD-DROP    WST FRSO 115.00  LOAD==39.04(7.93) 
 0 
  #
  #
  # (95) BUS FAULT  34408  "BARTON" 
  #
 1  34408  34359  "1"    0     # LINE from  BARTON   115.00  to  AIRWAYJ2 115.00 
 1  34408  34412  "1"    0     # LINE from  BARTON   115.00  to  HERNDON  115.00 
 4  34408     0  "1 "    0     # LOAD-DROP    BARTON   115.00  LOAD==43.27(8.79) 
 4  34408     0  "2 "    0     # LOAD-DROP    BARTON   115.00  LOAD==37.15(7.54) 
 4  34408     0  "3 "    0     # LOAD-DROP    BARTON   115.00  LOAD==26.96(5.47) 
 0 
  #
  #
  # (96) BUS FAULT  34410  "MANCHSTR" 
  #
 1  34410  34357  "1"    0     # LINE from  MANCHSTR 115.00  to  AIRWAYJ1 115.00 
 1  34410  34412  "1"    0     # LINE from  MANCHSTR 115.00  to  HERNDON  115.00 
 4  34410     0  "1 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.28(5.13) 
 4  34410     0  "2 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==25.47(5.18) 
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 4  34410     0  "3 "    0     # LOAD-DROP    MANCHSTR 115.00  LOAD==36.21(7.36) 
 0 
  #
  #
  # (97) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 1 
  #
 1  34412  34408  "1"    0     # LINE from  HERNDON  115.00  to  BARTON   115.00 
 1  34412  34409  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ2   115.00 
 2  34412  30882  "1"    0     # TRAN from  HERNDON  115.00  to  HERNDN1M 115.00 
 0 
  #
  #
  # (98) BUS FAULT  34412  "HERNDON" 115 kV Bus Section 2 
  #
 1  34412  34410  "1"    0     # LINE from  HERNDON  115.00  to  MANCHSTR 115.00 
 1  34412  34411  "1"    0     # LINE from  HERNDON  115.00  to  PNDLJ1   115.00 
 1  34412  34422  "1"    0     # LINE from  HERNDON  115.00  to  CHLDHOSP 115.00 
 0 
  #
  #
  # (99) BUS FAULT  34413  "PNEDLE" 
  #
 1  34413  34409  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ2   115.00 
 1  34413  34411  "1"    0     # LINE from  PNEDLE   115.00  to  PNDLJ1   115.00 
 4  34413     0  "2 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==30.74(6.25) 
 4  34413     0  "3 "    0     # LOAD-DROP    PNEDLE   115.00  LOAD==40.42(8.20) 
 0 
  #
  #
  # (100) BUS FAULT  34414  "WOODWARD" 
  #
 1  34414  34360  "1"    0     # LINE from  WOODWARD 115.00  to  WWARD JT 115.00 
 1  34414  34422  "1"    0     # LINE from  WOODWARD 115.00  to  CHLDHOSP 115.00 
 4  34414     0  "1 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==42.25(8.58) 
 4  34414     0  "2 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==52.69(10.70) 
 4  34414     0  "3 "    0     # LOAD-DROP    WOODWARD 115.00  LOAD==44.09(8.95) 
 0 
  #
  #
  # (101) BUS FAULT  34416  "BULLARD" 
  #
 1  34416  34409  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ2   115.00 
 1  34416  34411  "1"    0     # LINE from  BULLARD  115.00  to  PNDLJ1   115.00 
 4  34416     0  "1 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.87(9.11) 
 4  34416     0  "2 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==44.65(9.07) 
 4  34416     0  "3 "    0     # LOAD-DROP    BULLARD  115.00  LOAD==42.52(8.63) 
 0 
  #
  #
  # (102) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section D 
  #
 1  34418  34417  "1"    0     # LINE from  KINGSBRG 115.00  to  KINGS J2 115.00 
 1  34418  34428  "1"    0     # LINE from  KINGSBRG 115.00  to  CONTADNA 115.00 
 1  34418  34420  "2"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 4  34418     0  "1 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==39.24(7.96) 
 0 
  #
  #
  # (103) BUS FAULT  34418  "KINGSBRG" 115 kV Bus Section E 
  #
 1  34418  34420  "1"    0     # LINE from  KINGSBRG 115.00  to  CORCORAN 115.00 
 1  34418  34423  "1"    0     # LINE from  KINGSBRG 115.00  to  GAURD J1 115.00 
 2  34418  34576  "2"    0     # TRAN from  KINGSBRG 115.00  to  KNGLOBUS  70.00 
 4  34418     0  "3 "    0     # LOAD-DROP    KINGSBRG 115.00  LOAD==24.32(4.94) 
 0 
  #
  #
  # (104) BUS FAULT  34420  "CORCORAN" 
  #
 1  34420  34391  "1"    0     # LINE from  CORCORAN 115.00  to  QUEBECTP 115.00 
 1  34420  34418  "1"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 1  34420  34418  "2"    0     # LINE from  CORCORAN 115.00  to  KINGSBRG 115.00 
 2  34420  34528  "2"    0     # TRAN from  CORCORAN 115.00  to  CORCORAN  70.00 
 4  34420     0  "3 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==16.21(3.30) 
 4  34420     0  "4 "    0     # LOAD-DROP    CORCORAN 115.00  LOAD==17.81(3.61) 
 0 
  #
  #
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  # (105) BUS FAULT  34426  "ALPAUGH" 
  #
 1  34426  34391  "1"    0     # LINE from  ALPAUGH  115.00  to  QUEBECTP 115.00 
 1  34426  34700  "1"    0     # LINE from  ALPAUGH  115.00  to  SMYRNA   115.00 
 4  34426     0  "2 "    0     # LOAD-DROP    ALPAUGH  115.00  LOAD==5.62(1.14) 
 0 
  #
  #
  # (106) BUS FAULT  34430  "HENRETTA" 
  #
 1  34430  34521  "1"    0     # LINE from  HENRETTA 115.00  to  LEPRNOFD 115.00 
 2  34430  30881  "3"    0     # TRAN from  HENRETTA 115.00  to  HENRIETA 230.00 
 0 
  #
  #
  # (107) BUS FAULT  34452  "WISHON" 
  #
 1  34452  34260  "1"    0     # LINE from  WISHON    70.00  to  SJNO2     70.00 
 1  34452  34491  "1"    0     # LINE from  WISHON    70.00  to  AUBRYTP   70.00 
 2  34452  34658  "1"    0     # TRAN from  WISHON    70.00  to  WISHON     2.30 
 0 
  #
  #
  # (108) BUS FAULT  34460  "GUERNSEY" 
  #
 1  34460  34462  "1"    0     # LINE from  GUERNSEY  70.00  to  GUR3TPT   70.00 
 1  34460  34528  "1"    0     # LINE from  GUERNSEY  70.00  to  CORCORAN  70.00 
 4  34460     0  "1 "    0     # LOAD-DROP    GUERNSEY  70.00  LOAD==10.51(2.13) 
 0 
  #
  #
  # (109) BUS FAULT  34464  "COPPRMNE" 
  #
 1  34464  34454  "1"    0     # LINE from  COPPRMNE  70.00  to  RIVERROC  70.00 
 1  34464  34478  "1"    0     # LINE from  COPPRMNE  70.00  to  TVY VLLY  70.00 
 1  34464  34638  "1"    0     # LINE from  COPPRMNE  70.00  to  FRANTDM   70.00 
 1  34464  34491  "1"    0     # LINE from  COPPRMNE  70.00  to  AUBRYTP   70.00 
 4  34464     0  "1 "    0     # LOAD-DROP    COPPRMNE  70.00  LOAD==22.96(4.67) 
 0 
  #
  #
  # (110) BUS FAULT  34466  "BIOLA" 
  #
 1  34466  34264  "1"    0     # LINE from  BIOLA     70.00  to  EL PECO   70.00 
 1  34466  34482  "1"    0     # LINE from  BIOLA     70.00  to  OLDKERN   70.00 
 4  34466     0  "1 "    0     # LOAD-DROP    BIOLA     70.00  LOAD==21.80(4.43) 
 0 
  #
  #
  # (111) BUS FAULT  34472  "SAN JOQN" 
  #
 1  34472  34471  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQJCT   70.00 
 1  34472  34473  "1"    0     # LINE from  SAN JOQN  70.00  to  SNJQTP    70.00 
 4  34472     0  "1 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==6.44(1.31) 
 4  34472     0  "2 "    0     # LOAD-DROP    SAN JOQN  70.00  LOAD==3.92(0.79) 
 0 
  #
  #
  # (112) BUS FAULT  34474  "HELM" 
  #
 1  34474  34471  "1"    0     # LINE from  HELM      70.00  to  SNJQJCT   70.00 
 1  34474  34473  "1"    0     # LINE from  HELM      70.00  to  SNJQTP    70.00 
 1  34474  34556  "1"    0     # LINE from  HELM      70.00  to  STRD JCT  70.00 
 1  34474  34564  "1"    0     # LINE from  HELM      70.00  to  STROUD    70.00 
 2  34474  30873  "1"    0     # TRAN from  HELM      70.00  to  HELM     230.00 
 0 
  #
  #
  # (113) BUS FAULT  34478  "TVY VLLY" 
  #
 1  34478  34464  "1"    0     # LINE from  TVY VLLY  70.00  to  COPPRMNE  70.00 
 1  34478  34492  "1"    0     # LINE from  TVY VLLY  70.00  to  REEDLEY   70.00 
 4  34478     0  "1 "    0     # LOAD-DROP    TVY VLLY  70.00  LOAD==10.27(2.09) 
 0 
  #
  #
  # (114) BUS FAULT  34480  "KEARNEY" 
  #
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 1  34480  34481  "1"    0     # LINE from  KEARNEY   70.00  to  FRWWTAP   70.00 
 1  34480  34482  "1"    0     # LINE from  KEARNEY   70.00  to  OLDKERN   70.00 
 1  34480  34512  "1"    0     # LINE from  KEARNEY   70.00  to  CARUTHRS  70.00 
 2  34480  30830  "2"    0     # TRAN from  KEARNEY   70.00  to  KEARNEY  230.00 
 0 
  #
  #
  # (115) BUS FAULT  34484  "KERMAN" 
  #
 1  34484  34475  "1"    0     # LINE from  KERMAN    70.00  to  AGRCJCT   70.00 
 1  34484  34481  "1"    0     # LINE from  KERMAN    70.00  to  FRWWTAP   70.00 
 4  34484     0  "1 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==19.44(3.95) 
 4  34484     0  "2 "    0     # LOAD-DROP    KERMAN    70.00  LOAD==11.78(2.39) 
 0 
  #
  #
  # (116) BUS FAULT  34486  "CALIFRNV" 
  #
 1  34486  34488  "1"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 1  34486  34488  "2"    0     # LINE from  CALIFRNV  70.00  to  SANGER    70.00 
 0 
  #
  #
  # (117) BUS FAULT  34488  "SANGER" 
  #
 1  34488  34486  "1"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34486  "2"    0     # LINE from  SANGER    70.00  to  CALIFRNV  70.00 
 1  34488  34366  "1"    0     # LINE from  SANGER    70.00  to  SANGER   115.00 
 1  34488  34487  "1"    0     # LINE from  SANGER    70.00  to  SNGRJCT   70.00 
 2  34488  34590  "1"    0     # TRAN from  SANGER    70.00  to  SANGR3T  115.00 
 0 
  #
  #
  # (118) BUS FAULT  34492  "REEDLEY" 
  #
 1  34492  34478  "1"    0     # LINE from  REEDLEY   70.00  to  TVY VLLY  70.00 
 1  34492  34490  "1"    0     # LINE from  REEDLEY   70.00  to  PARLIER   70.00 
 1  34492  34497  "1"    0     # LINE from  REEDLEY   70.00  to  DNUBAJCT  70.00 
 1  34492  34526  "1"    0     # LINE from  REEDLEY   70.00  to  ORSI JCT  70.00 
 2  34492  34380  "1"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 2  34492  34380  "2"    0     # TRAN from  REEDLEY   70.00  to  REEDLEY  115.00 
 4  34492     0  "1 "    0     # LOAD-DROP    REEDLEY   70.00  LOAD==17.42(3.54) 
 0 
  #
  #
  # (119) BUS FAULT  34500  "DINUBA" 
  #
 1  34500  34496  "1"    0     # LINE from  DINUBA    70.00  to  STCRRL J  70.00 
 1  34500  34497  "1"    0     # LINE from  DINUBA    70.00  to  DNUBAJCT  70.00 
 4  34500     0  "1 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==19.23(3.91) 
 4  34500     0  "2 "    0     # LOAD-DROP    DINUBA    70.00  LOAD==9.33(1.90) 
 0 
  #
  #
  # (120) BUS FAULT  34512  "CARUTHRS" 
  #
 1  34512  34480  "1"    0     # LINE from  CARUTHRS  70.00  to  KEARNEY   70.00 
 1  34512  34510  "1"    0     # LINE from  CARUTHRS  70.00  to  CMDN JCT  70.00 
 4  34512     0  "1 "    0     # LOAD-DROP    CARUTHRS  70.00  LOAD==19.63(3.98) 
 0 
  #
  #
  # (121) BUS FAULT  34518  "LEMOORE" 
  #
 1  34518  34520  "1"    0     # LINE from  LEMOORE   70.00  to  LPRNO TP  70.00 
 1  34518  34522  "1"    0     # LINE from  LEMOORE   70.00  to  HNFRD SW  70.00 
 4  34518     0  "1 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==18.86(3.83) 
 4  34518     0  "2 "    0     # LOAD-DROP    LEMOORE   70.00  LOAD==32.81(6.66) 
 0 
  #
  #
  # (122) BUS FAULT  34528  "CORCORAN" 
  #
 1  34528  34460  "1"    0     # LINE from  CORCORAN  70.00  to  GUERNSEY  70.00 
 1  34528  34530  "1"    0     # LINE from  CORCORAN  70.00  to  BSWLL TP  70.00 
 2  34528  34420  "2"    0     # TRAN from  CORCORAN  70.00  to  CORCORAN 115.00 
 0 
  #
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  #
  # (123) BUS FAULT  34540  "HENRITTA" 
  #
 1  34540  34514  "1"    0     # LINE from  HENRITTA  70.00  to  MUSLSLGH  70.00 
 1  34540  34520  "1"    0     # LINE from  HENRITTA  70.00  to  LPRNO TP  70.00 
 1  34540  34537  "1"    0     # LINE from  HENRITTA  70.00  to  GWF_HENR  70.00 
 1  34540  34542  "1"    0     # LINE from  HENRITTA  70.00  to  JCBSCRNR  70.00 
 1  34540  34544  "1"    0     # LINE from  HENRITTA  70.00  to  TLRE LKE  70.00 
 2  34540  30881  "2"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 2  34540  30881  "4"    0     # TRAN from  HENRITTA  70.00  to  HENRIETA 230.00 
 4  34540     0  "1 "    0     # LOAD-DROP    HENRITTA  70.00  LOAD==8.20(1.67) 
 0 
  #
  #
  # (124) BUS FAULT  34544  "TLRE LKE" 
  #
 1  34544  34540  "1"    0     # LINE from  TLRE LKE  70.00  to  HENRITTA  70.00 
 1  34544  34550  "1"    0     # LINE from  TLRE LKE  70.00  to  CHEVPLIN  70.00 
 1  34544  34580  "1"    0     # LINE from  TLRE LKE  70.00  to  BDGR HLL  70.00 
 4  34544     0  "1 "    0     # LOAD-DROP    TLRE LKE  70.00  LOAD==6.79(1.38) 
 0 
  #
  #
  # (125) BUS FAULT  34552  "GATES" 
  #
 1  34552  34548  "1"    0     # LINE from  GATES     70.00  to  KETTLEMN  70.00 
 1  34552  34184  "1"    0     # LINE from  GATES     70.00  to  GATS2_TP  70.00 
 1  34552  34558  "1"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34558  "2"    0     # LINE from  GATES     70.00  to  HURON     70.00 
 1  34552  34578  "1"    0     # LINE from  GATES     70.00  to  JACALITO  70.00 
 2  34552  34378  "2"    0     # TRAN from  GATES     70.00  to  GATES    115.00 
 0 
  #
  #
  # (126) BUS FAULT  34558  "HURON" 
  #
 1  34558  34552  "1"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34552  "2"    0     # LINE from  HURON     70.00  to  GATES     70.00 
 1  34558  34560  "1"    0     # LINE from  HURON     70.00  to  CALFLAX   70.00 
 4  34558 34552  "1 "    1     # LOAD-TRANSFER  HURON     70.00  TO  GATES     70.00    LOAD==15.33(3.11) 
 0 
  #
  #
  # (127) BUS FAULT  34562  "SCHLNDLR" 
  #
 1  34562  34556  "1"    0     # LINE from  SCHLNDLR  70.00  to  STRD JCT  70.00 
 1  34562  34560  "1"    0     # LINE from  SCHLNDLR  70.00  to  CALFLAX   70.00 
 1  34562  34566  "1"    0     # LINE from  SCHLNDLR  70.00  to  PLSNTVLY  70.00 
 2  34562  34354  "1"    0     # TRAN from  SCHLNDLR  70.00  to  SCHINDLR 115.00 
 4  34562     0  "1 "    0     # LOAD-DROP    SCHLNDLR  70.00  LOAD==9.59(1.95) 
 0 
  #
  #
  # (128) BUS FAULT  34564  "STROUD" 
  #
 1  34564  34556  "1"    0     # LINE from  STROUD    70.00  to  STRD JCT  70.00 
 1  34564  34474  "1"    0     # LINE from  STROUD    70.00  to  HELM      70.00 
 4  34564     0  "1 "    0     # LOAD-DROP    STROUD    70.00  LOAD==13.09(2.66) 
 0 
  #
  #
  # (129) BUS FAULT  34570  "COLNGA 2" 
  #
 1  34570  34184  "1"    0     # LINE from  COLNGA 2  70.00  to  GATS2_TP  70.00 
 1  34570  34566  "1"    0     # LINE from  COLNGA 2  70.00  to  PLSNTVLY  70.00 
 1  34570  34572  "1"    0     # LINE from  COLNGA 2  70.00  to  TORNADO   70.00 
 2  34570  34652  "1"    0     # TRAN from  COLNGA 2  70.00  to  CHV.COAL   9.11 
 4  34570     0  "1 "    0     # LOAD-DROP    COLNGA 2  70.00  LOAD==8.23(1.67) 
 0 
  #
  #
  # (130) BUS FAULT  34574  "COLNGA 1" 
  #
 1  34574  34572  "1"    0     # LINE from  COLNGA 1  70.00  to  TORNADO   70.00 
 1  34574  34578  "1"    0     # LINE from  COLNGA 1  70.00  to  JACALITO  70.00 
 1  34574  36354  "1"    0     # LINE from  COLNGA 1  70.00  to  SAN MIGL  70.00 
 4  34574     0  "1 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.34(1.90) 
 4  34574     0  "2 "    0     # LOAD-DROP    COLNGA 1  70.00  LOAD==9.99(2.03) 
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 0 
  #
  #
  # (131) BUS FAULT  34576  "KNGLOBUS" 
  #
 1  34576  34456  "1"    0     # LINE from  KNGLOBUS  70.00  to  HRDWK TP  70.00 
 1  34576  34508  "1"    0     # LINE from  KNGLOBUS  70.00  to  CAMDEN    70.00 
 2  34576  34418  "2"    0     # TRAN from  KNGLOBUS  70.00  to  KINGSBRG 115.00 
 0 
  #
  #
 -1 
  # EOF 
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APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR 2011 SUMMER PEAK NORMAL OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- ---BASE--- LOADING
Bus # NAME KV AREA Bus # NAME KV AREA ID MW MVAR P.U. FLOW RATING ------CASE------

APPENDIX C - 1

30005 "ROUND MT" 500 30 40687 "MALIN " 500 40 "2 " 1549 -168 0.92 1664 AMPS 1799.95 AMPS 2011sumpk_q128_pre_catb
30005 "ROUND MT" 500 30 40687 "MALIN " 500 40 "2 " 1558 -164 0.93 1674 AMPS 1799.95 AMPS 2011sumpk_q128_pst_catb

30345 "MIDLFORK" 230 30 30346 "MDDLFK M" 230 30 "1 " 144 13 0.91** 145 MVA 159.90 MVA 2011sumpk_q128_pre_catb
30345 "MIDLFORK" 230 30 30346 "MDDLFK M" 230 30 "1 " 144 13 0.91** 145 MVA 159.90 MVA 2011sumpk_q128_pst_catb

30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " 415 149 1.02** 441 MVA 430.00 MVA 2011sumpk_q128_pre_catb
30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " 415 149 1.02** 441 MVA 430.00 MVA 2011sumpk_q128_pst_catb

30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " -259 -26 0.96 651 AMPS 675.25 AMPS 2011sumpk_q128_pre_catb
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " -290 -28 1.08** 729 AMPS 675.25 AMPS 2011sumpk_q128_pst_catb

31468 "CASCADE " 115 30 45087 "DELTA " 115 40 "1 " 81 -26 1.00 415 AMPS 416.70 AMPS 2011sumpk_q128_pre_catb
31468 "CASCADE " 115 30 45087 "DELTA " 115 40 "1 " 81 -26 1.00 416 AMPS 416.70 AMPS 2011sumpk_q128_pst_catb

32212 "E.NICOLS" 115 30 32342 "E.NICOLS" 60 30 "2 " 63 23 1.15** 67 MVA 58.50 MVA 2011sumpk_q128_pre_catb
32212 "E.NICOLS" 115 30 32342 "E.NICOLS" 60 30 "2 " 63 23 1.15** 67 MVA 58.50 MVA 2011sumpk_q128_pst_catb

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
32224 "CHCGO PK" 115 30 32232 "HIGGINS " 115 30 "1 " 125 1 0.90 588 AMPS 652.66 AMPS 2011sumpk_q128_pst_catb

32228 "PLACER " 115 30 32394 "PLACER " 60 30 "1 " 76 15 1.00 77 MVA 77.00 MVA 2011sumpk_q128_pre_catb
32228 "PLACER " 115 30 32394 "PLACER " 60 30 "1 " 76 15 1.00 77 MVA 77.00 MVA 2011sumpk_q128_pst_catb

33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 179 1.02** 438 MVA 430.00 MVA 2011sumpk_q128_pre_catb
33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 179 1.02** 438 MVA 430.00 MVA 2011sumpk_q128_pst_catb

33540 "TESLA " 115 30 33541 "AEC_TP1 " 115 30 "1 " 133 23 1.03 651 AMPS 631.07 AMPS 2011sumpk_q128_pre_catb
33540 "TESLA " 115 30 33541 "AEC_TP1 " 115 30 "1 " 132 23 1.02 647 AMPS 631.07 AMPS 2011sumpk_q128_pst_catb

34103 "CHWCGNJT" 115 30 34109 "CHWCGN " 115 30 "1 " -60 1 1.00 295 AMPS 296.21 AMPS 2011sumpk_q128_pre_catb
34103 "CHWCGNJT" 115 30 34109 "CHWCGN " 115 30 "1 " -60 1 1.00 295 AMPS 296.21 AMPS 2011sumpk_q128_pst_catb

34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " -54 -11 0.95 282 AMPS 296.21 AMPS 2011sumpk_q128_pre_catb
34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " -54 -11 0.94 279 AMPS 296.21 AMPS 2011sumpk_q128_pst_catb

34176 "EXCHQRTP" 115 30 34306 "EXCHQUER" 14 30 "1 " 94 7 0.95** 95 MVA 100.00 MVA 2011sumpk_q128_pre_catb
34176 "EXCHQRTP" 115 30 34306 "EXCHQUER" 14 30 "1 " 95 8 0.95** 95 MVA 100.00 MVA 2011sumpk_q128_pst_catb

37012 "LAKE " 230 30 37122 "LAKE 2 " 69 30 "1 " 149 13 0.94** 150 MVA 160.00 MVA 2011sumpk_q128_pre_catb
37012 "LAKE " 230 30 37122 "LAKE 2 " 69 30 "1 " 149 13 0.94** 150 MVA 160.00 MVA 2011sumpk_q128_pst_catb



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 2

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.97 -307.73 -28.38 772.20 AMPS 793.23 AMPS 2011sumpk_q128_pst_catb 100

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.97 -305.44 -32.39 769.26 AMPS 793.23 AMPS 2011sumpk_q128_pst_catb 108

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.98 -308.20 -29.51 774.72 AMPS 793.23 AMPS 2011sumpk_q128_pst_catb 143

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.98 -309.10 -28.90 776.23 AMPS 793.23 AMPS 2011sumpk_q128_pst_catb 349

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.99 -310.66 -32.07 782.06 AMPS 793.23 AMPS 2011sumpk_q128_pst_catb 401

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.94 321.09 -23.92 802.16 AMPS 849.96 AMPS 2011sumpk_q128_pre_catb 186
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.09 -24.27 800.92 AMPS 849.96 AMPS 2011sumpk_q128_pst_catb 186

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.94 321.10 -23.73 802.83 AMPS 849.96 AMPS 2011sumpk_q128_pre_catb 350
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.09 -24.11 801.48 AMPS 849.96 AMPS 2011sumpk_q128_pst_catb 350

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.95 321.10 -23.46 803.82 AMPS 849.96 AMPS 2011sumpk_q128_pre_catb 366
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.09 -24.02 801.82 AMPS 849.96 AMPS 2011sumpk_q128_pst_catb 366

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.94 321.08 -24.87 798.79 AMPS 849.96 AMPS 2011sumpk_q128_pre_catb 382
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.07 -25.51 796.52 AMPS 849.96 AMPS 2011sumpk_q128_pst_catb 382

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.95 321.10 -23.55 803.50 AMPS 849.96 AMPS 2011sumpk_q128_pre_catb 402
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.10 -23.88 802.32 AMPS 849.96 AMPS 2011sumpk_q128_pst_catb 402

30830 "KEARNEY " 230 30 34480 "KEARNEY " 70 30 "2 " 0.83 0.92 94.23 28.71 98.51 MVA 107.50 MVA 2011sumpk_q128_pre_catb 293
30830 "KEARNEY " 230 30 34480 "KEARNEY " 70 30 "2 " 0.83 0.92 94.22 28.67 98.49 MVA 107.50 MVA 2011sumpk_q128_pst_catb 293

30835 "HERNDON " 230 30 30882 "HERNDN1M" 115 30 "1 " 0.59 0.98 442.79 92.78 452.40 MVA 462.00 MVA 2011sumpk_q128_pre_catb 268
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30835 "HERNDON " 230 30 30883 "HERNDN2M" 115 30 "2 " 0.61 0.97 442.80 80.25 450.02 MVA 463.70 MVA 2011sumpk_q128_pre_catb 267
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30882 "HERNDN1M" 115 30 34412 "HERNDON " 115 30 "1 " 0.59 0.97 -441.77 -71.61 447.54 MVA 462.00 MVA 2011sumpk_q128_pre_catb 268
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30883 "HERNDN2M" 115 30 34412 "HERNDON " 115 30 "2 " 0.62 0.97 -442.80 -72.51 448.70 MVA 463.70 MVA 2011sumpk_q128_pre_catb 267
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.67 67.88 932.64 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 122



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 3

=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.99 -193.87 70.74 1008.27 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 138
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.00 -196.84 71.15 1022.96 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 140
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.80 67.73 923.59 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 158
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.21 67.76 920.85 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 174
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.92 -179.16 68.16 935.27 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 176
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.98 -170.04 66.75 890.56 AMPS 911.21 AMPS 2011sumpk_q128_pre_catb 297
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.98 -169.95 66.73 890.11 AMPS 911.21 AMPS 2011sumpk_q128_pre_catb 298
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.98 -169.95 66.73 890.11 AMPS 911.21 AMPS 2011sumpk_q128_pre_catb 299
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.71 67.76 923.19 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 343
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.71 67.76 923.20 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 344
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.16 67.78 920.62 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 345
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.16 67.78 920.62 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 346
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.55 67.72 922.38 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 348
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.92 -179.18 68.18 935.38 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 359
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.92 -179.18 68.18 935.39 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 360
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 4

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.74 68.22 933.36 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 361
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.74 68.22 933.36 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 362
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.92 -179.10 68.16 934.96 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 364
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.00 -196.58 71.15 1021.75 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 376
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.00 -196.52 71.19 1021.49 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 377
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.00 -196.52 71.19 1021.49 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 378
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.00 -197.52 71.15 1026.26 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 380
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.93 -182.13 68.80 950.09 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 383
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -176.91 67.91 924.34 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 384
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.49 67.93 931.83 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 395
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.49 67.93 931.84 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 396
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -177.94 67.96 929.27 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 397
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -177.94 67.96 929.27 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 398
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.91 -178.27 67.88 930.72 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catb 400
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.75 0.94 78.25 -11.43 374.23 AMPS 398.12 AMPS 2011sumpk_q128_pre_catb 66
34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.73 0.94 78.25 -10.83 374.10 AMPS 398.12 AMPS 2011sumpk_q128_pst_catb 66

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.82 0.94 33.48 0.46 264.36 AMPS 282.08 AMPS 2011sumpk_q128_pst_catb 118



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 5

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.82 0.94 33.45 0.47 264.11 AMPS 282.08 AMPS 2011sumpk_q128_pst_catb 41

34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.75 0.97 33.67 4.76 272.49 AMPS 282.08 AMPS 2011sumpk_q128_pre_catb 45
34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.82 1.00 34.84 4.37 282.03 AMPS 282.08 AMPS 2011sumpk_q128_pst_catb 45

34366 "SANGER " 115 30 34389 "RAINBWTP" 115 30 "1 " 0.13 1.01 117.43 43.33 619.31 AMPS 612.49 AMPS 2011sumpk_q128_pre_catb 341
34366 "SANGER " 115 30 34389 "RAINBWTP" 115 30 "1 " 0.09 1.03 121.38 42.58 630.99 AMPS 612.49 AMPS 2011sumpk_q128_pst_catb 341

34366 "SANGER " 115 30 34590 "SANGR3T " 115 30 "1 " 0.52 0.91 28.89 34.83 45.25 MVA 50.00 MVA 2011sumpk_q128_pre_catb 340
34366 "SANGER " 115 30 34590 "SANGR3T " 115 30 "1 " 0.54 0.92 29.76 34.99 45.94 MVA 50.00 MVA 2011sumpk_q128_pst_catb 340

34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.41 0.96 -104.41 -25.88 574.47 AMPS 597.43 AMPS 2011sumpk_q128_pre_catb 210
34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.36 0.98 -108.26 -24.46 587.31 AMPS 597.43 AMPS 2011sumpk_q128_pst_catb 210

34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.41 1.03 -110.64 -27.25 616.32 AMPS 597.43 AMPS 2011sumpk_q128_pre_catb 340
34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.36 1.05 -114.45 -25.40 626.71 AMPS 597.43 AMPS 2011sumpk_q128_pst_catb 340

34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.41 0.91 -96.61 -26.02 543.60 AMPS 597.43 AMPS 2011sumpk_q128_pre_catb 341
34380 "REEDLEY " 115 30 34394 "PIEDRA 1" 115 30 "1 " 0.36 0.93 -100.36 -24.57 555.51 AMPS 597.43 AMPS 2011sumpk_q128_pst_catb 341

34409 "PNDLJ2 " 115 30 34416 "BULLARD " 115 30 "1 " 0.32 0.90 130.40 20.89 668.90 AMPS 743.03 AMPS 2011sumpk_q128_pre_catb 223
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34411 "PNDLJ1 " 115 30 34416 "BULLARD " 115 30 "1 " 0.71 0.90 130.40 20.89 668.90 AMPS 743.03 AMPS 2011sumpk_q128_pre_catb 221
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34464 "COPPRMNE" 70 30 34478 "TVY VLLY" 70 30 "1 " 0.21 0.90 -25.57 -3.34 268.04 AMPS 297.75 AMPS 2011sumpk_q128_pre_catb 337
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.40 0.96 -33.37 3.62 285.71 AMPS 297.75 AMPS 2011sumpk_q128_pst_catb 122

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.40 0.95 -32.93 3.85 281.68 AMPS 297.75 AMPS 2011sumpk_q128_pst_catb 158

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.40 0.92 -32.01 3.81 273.24 AMPS 297.75 AMPS 2011sumpk_q128_pst_catb 17

34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.25 1.21 -38.67 -8.82 360.88 AMPS 297.75 AMPS 2011sumpk_q128_pre_catb 337
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.40 1.19 -38.48 -8.47 353.18 AMPS 297.75 AMPS 2011sumpk_q128_pst_catb 337

34487 "SNGRJCT " 70 30 34488 "SANGER " 70 30 "1 " 0.16 0.98 45.86 12.13 386.45 AMPS 395.90 AMPS 2011sumpk_q128_pre_catb 340
34487 "SNGRJCT " 70 30 34488 "SANGER " 70 30 "1 " 0.21 0.99 47.52 11.13 393.79 AMPS 395.90 AMPS 2011sumpk_q128_pst_catb 340

34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.71 0.96 54.01 13.46 452.24 AMPS 470.13 AMPS 2011sumpk_q128_pre_catb 210



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 6

34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.67 0.98 55.65 11.91 459.40 AMPS 470.13 AMPS 2011sumpk_q128_pst_catb 210

34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.71 1.07 59.81 15.15 504.33 AMPS 470.13 AMPS 2011sumpk_q128_pre_catb 341
34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.67 1.09 61.39 13.54 510.26 AMPS 470.13 AMPS 2011sumpk_q128_pst_catb 341



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR 2011 SPRING PEAK NORMAL OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- ---BASE--- LOADING
Bus # NAME KV AREA Bus # NAME KV AREA ID MW MVAR P.U. FLOW RATING ------CASE------

APPENDIX C - 7

30015 "TABLE MT" 500 30 30030 "VACA-DIX" 500 30 "1 " 2097 -243 0.92 2276 AMPS 2477.87 AMPS 2011sprpk_q128_pre_catb
30015 "TABLE MT" 500 30 30030 "VACA-DIX" 500 30 "1 " 2128 -233 0.93 2312 AMPS 2477.87 AMPS 2011sprpk_q128_pst_catb

30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " -413 208 1.08** 462 MVA 430.00 MVA 2011sprpk_q128_pre_catb
30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " -413 208 1.08** 462 MVA 430.00 MVA 2011sprpk_q128_pst_catb

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " -256 -27 0.95 640 AMPS 675.25 AMPS 2011sprpk_q128_pst_catb

31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 3 0.97** 98 AMPS 101.04 AMPS 2011sprpk_q128_pre_catb
31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 3 0.96** 97 AMPS 101.04 AMPS 2011sprpk_q128_pst_catb

33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 102 0.96** 413 MVA 430.00 MVA 2011sprpk_q128_pre_catb
33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 101 0.96** 413 MVA 430.00 MVA 2011sprpk_q128_pst_catb

34176 "EXCHQRTP" 115 30 34306 "EXCHQUER" 14 30 "1 " 90 5 0.90** 90 MVA 100.00 MVA 2011sprpk_q128_pre_catb
34176 "EXCHQRTP" 115 30 34306 "EXCHQUER" 14 30 "1 " 90 5 0.90** 90 MVA 100.00 MVA 2011sprpk_q128_pst_catb

35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0 -40 0.92** 199 AMPS 215.88 AMPS 2011sprpk_q128_pre_catb
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0 -40 0.92** 199 AMPS 215.88 AMPS 2011sprpk_q128_pst_catb



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 8

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 0.95 0.91 -288.16 -30.45 722.14 AMPS 793.23 AMPS 2011sprpk_q128_pst_catb 401

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.94 -178.98 78.33 958.02 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 138
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -181.03 78.74 968.18 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 140
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.92 -155.51 73.24 841.91 AMPS 911.21 AMPS 2011sprpk_q128_pre_catb 297
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.92 -155.51 73.24 841.90 AMPS 911.21 AMPS 2011sprpk_q128_pre_catb 298
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.92 -155.51 73.24 841.91 AMPS 911.21 AMPS 2011sprpk_q128_pre_catb 299
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -181.03 78.75 968.20 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 376
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -180.95 78.75 967.81 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 377
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -180.95 78.75 967.81 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 378
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -180.99 78.75 967.97 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 379
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 0.95 -181.43 78.82 970.21 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catb 380
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.80 0.98 81.05 -13.64 389.09 AMPS 398.12 AMPS 2011sprpk_q128_pre_catb 66
34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.79 0.98 81.05 -12.79 388.84 AMPS 398.12 AMPS 2011sprpk_q128_pst_catb 66

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.93 45.23 -7.14 354.55 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 133
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.91 44.05 -8.19 346.73 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 134

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.00 48.31 -8.78 380.47 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 138
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.00 48.35 -8.53 379.75 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 138

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.97 46.67 -9.33 367.64 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 140



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 9

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.97 46.96 -9.15 369.09 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 140

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.74 76.65 26.94 661.42 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 279
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.67 72.64 28.00 633.69 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 279

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.97 39.80 -6.96 311.98 AMPS 321.67 AMPS 2011sprpk_q128_pre_catb 297
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.99 40.62 -6.87 318.21 AMPS 321.67 AMPS 2011sprpk_q128_pst_catb 297

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.97 39.80 -6.96 311.98 AMPS 321.67 AMPS 2011sprpk_q128_pre_catb 298
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.99 40.62 -6.87 318.22 AMPS 321.67 AMPS 2011sprpk_q128_pst_catb 298

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.97 39.80 -6.96 311.98 AMPS 321.67 AMPS 2011sprpk_q128_pre_catb 299
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.99 40.62 -6.87 318.22 AMPS 321.67 AMPS 2011sprpk_q128_pst_catb 299

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.93 45.01 -7.89 352.48 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 374
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.01 48.51 -8.29 381.99 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 376
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.02 49.30 -8.20 387.13 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 376

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.01 48.47 -8.81 381.71 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 377
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.02 49.25 -8.73 386.81 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 377

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.01 48.47 -8.81 381.71 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 378
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.02 49.25 -8.73 386.81 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 378

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.01 48.47 -8.67 381.70 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 379
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.02 49.27 -8.56 386.95 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 379

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.10 52.96 -10.11 418.95 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 380
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.09 52.67 -9.63 414.56 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 380

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.29 1.23 -49.17 -12.65 467.10 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 279
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.30 1.16 -45.62 -14.68 440.54 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 279

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.27 1.19 -47.80 -13.10 452.65 AMPS 379.40 AMPS 2011sprpk_q128_pre_catb 279
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.28 1.12 -44.22 -15.07 426.34 AMPS 379.40 AMPS 2011sprpk_q128_pst_catb 279



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR 2011 SUMMER OFF PEAK NORMAL OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- ---BASE--- LOADING
Bus # NAME KV AREA Bus # NAME KV AREA ID MW MVAR P.U. FLOW RATING ------CASE------
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30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " 415 151 1.03** 441 MVA 430.00 MVA 2011sumop_q128_pre_catb
30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " 415 151 1.03** 441 MVA 430.00 MVA 2011sumop_q128_pst_catb

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " -560 186 0.98 1461 AMPS 1484.04 AMPS 2011sumop_q128_pst_catb

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 315 4 0.95 786 AMPS 825.11 AMPS 2011sumop_q128_pre_catb
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 299 -34 0.92 763 AMPS 825.11 AMPS 2011sumop_q128_pre_catb
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " -317 62 1.00 822 AMPS 825.11 AMPS 2011sumop_q128_pre_catb
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " -308 58 0.97 796 AMPS 825.11 AMPS 2011sumop_q128_pst_catb

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " -341 66 1.07** 885 AMPS 825.11 AMPS 2011sumop_q128_pre_catb
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " -332 61 1.04 859 AMPS 825.11 AMPS 2011sumop_q128_pst_catb

31101 "SCOTIATP" 60 30 31105 "RIODLLTP" 60 30 "1 " 28 -0 0.92 249 AMPS 269.43 AMPS 2011sumop_q128_pre_catb
31101 "SCOTIATP" 60 30 31105 "RIODLLTP" 60 30 "1 " 28 -0 0.92 249 AMPS 269.43 AMPS 2011sumop_q128_pst_catb

31463 "WHEELBR " 115 30 31464 "COTWDPGE" 115 30 "1 " -90 34 1.02 450 AMPS 441.80 AMPS 2011sumop_q128_pre_catb
31463 "WHEELBR " 115 30 31464 "COTWDPGE" 115 30 "1 " -90 33 1.02 449 AMPS 441.80 AMPS 2011sumop_q128_pst_catb

31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 4 0.99** 100 AMPS 101.04 AMPS 2011sumop_q128_pre_catb
31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 4 0.99** 100 AMPS 101.04 AMPS 2011sumop_q128_pst_catb

33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 179 1.02** 438 MVA 430.00 MVA 2011sumop_q128_pre_catb
33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " -400 179 1.02** 438 MVA 430.00 MVA 2011sumop_q128_pst_catb

33912 "SPRNG GJ" 115 30 33914 "MI-WUK " 115 30 "1 " 94 -18 0.95 465 AMPS 491.00 AMPS 2011sumop_q128_pre_catb
33912 "SPRNG GJ" 115 30 33914 "MI-WUK " 115 30 "1 " 94 -18 0.95 465 AMPS 491.00 AMPS 2011sumop_q128_pst_catb

33916 "CURTISS " 115 30 33917 "FBERBORD" 115 30 "1 " -87 29 0.91 449 AMPS 492.00 AMPS 2011sumop_q128_pre_catb
33916 "CURTISS " 115 30 33917 "FBERBORD" 115 30 "1 " -87 29 0.91 449 AMPS 492.00 AMPS 2011sumop_q128_pst_catb

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " -172 5 1.02 843 AMPS 823.35 AMPS 2011sumop_q128_pst_catb



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 11

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.96 -619.04 208.52 1623.50 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 11

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -599.35 202.58 1571.26 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 124

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.96 -619.41 212.19 1628.38 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 126

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -597.88 202.08 1567.94 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 127

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.62 199.76 1560.34 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 131

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.62 199.76 1560.34 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 132

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.96 -619.04 208.52 1623.50 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 133

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -588.16 194.90 1538.46 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 134

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -598.42 201.08 1568.19 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 137

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -599.23 201.98 1571.07 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 138

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.77 199.67 1560.75 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 139

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.93 -600.44 200.84 1572.76 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 140

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.95 -615.79 207.07 1614.17 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 151

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.95 -614.52 206.62 1610.79 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 169

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.49 200.26 1560.64 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 179

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 12

30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.49 200.26 1560.64 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 180

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.93 -598.73 205.99 1573.96 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 184

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -612.36 205.65 1604.99 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 185

30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.85 0.80 -520.93 167.43 1351.99 AMPS 1699.92 AMPS 2011sumop_q128_pre_catb 297
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -595.69 199.45 1560.22 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 297

30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.85 0.80 -520.93 167.43 1352.00 AMPS 1699.92 AMPS 2011sumop_q128_pre_catb 298
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -595.67 199.45 1560.17 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 298

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -591.82 198.71 1550.24 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 343

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -591.82 198.71 1550.24 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 344

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.05 204.57 1563.68 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 348

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -609.11 204.19 1595.66 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 349

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -590.29 198.32 1546.31 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 359

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -590.29 198.32 1546.31 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 360

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -593.52 204.22 1559.78 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 364

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -607.84 203.80 1592.32 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 365

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.90 -585.02 194.19 1530.49 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 374

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.98 -630.00 214.47 1658.16 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 375

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.98 -630.00 214.47 1658.16 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 376



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 13

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.79 199.50 1560.51 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 377

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.79 199.50 1560.51 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 378

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -596.79 200.08 1563.57 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 379

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.93 -598.73 205.99 1573.96 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 380

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -612.36 205.65 1604.99 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 381

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.69 199.78 1560.57 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 382

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.11 200.05 1559.54 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 385

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -589.80 199.62 1547.02 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 386

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -588.93 199.55 1544.98 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 387

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -593.82 198.38 1554.95 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 388

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -592.57 198.38 1552.14 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 389

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.95 -618.12 208.36 1620.34 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 390

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -593.70 199.95 1555.30 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 395

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -593.70 199.95 1555.30 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 396

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -596.99 205.80 1568.92 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 400

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -611.43 205.49 1601.80 AMPS 1699.92 AMPS 2011sumop_q128_pst_catb 401



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 14

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.91 354.57 4.89 889.45 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 348
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.92 357.10 7.39 896.36 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 364
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.92 359.13 5.79 901.05 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 400
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.20 -438.89 132.67 1172.89 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 193
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.17 -427.23 125.74 1137.85 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 193

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.20 -439.35 132.87 1174.36 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 355
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.17 -427.72 126.05 1139.29 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 355

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.21 -439.57 132.60 1175.38 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 371
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.17 -427.99 126.04 1140.21 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 371

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.19 -433.55 130.81 1155.74 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 387
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.15 -421.57 122.41 1121.07 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 387

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.20 -439.48 132.86 1174.81 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 407
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.17 -427.86 126.07 1139.74 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 407

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.24 -453.54 130.22 1206.44 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 192
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.20 -441.72 123.19 1171.06 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 192

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.91 -340.83 66.11 883.53 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 195

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.24 -454.02 130.42 1207.93 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 354
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.20 -442.22 123.51 1172.53 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 354

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.91 -341.28 66.33 884.77 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 357

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.24 -454.24 130.15 1208.98 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 370
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.20 -442.48 123.50 1173.46 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 370

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.91 -341.53 66.29 885.57 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 373

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.22 -448.14 128.33 1189.07 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 386
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.18 -435.99 119.83 1154.15 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 386

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.24 -454.14 130.41 1208.39 AMPS 974.97 AMPS 2011sumop_q128_pre_catb 406



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 15

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.20 -442.35 123.53 1172.98 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 406

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.91 -341.41 66.33 885.15 AMPS 974.97 AMPS 2011sumop_q128_pst_catb 409

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34368 "LASPALMS" 115 30 "1 " 0.74 1.00 -223.38 40.49 1126.89 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 202

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34410 "MANCHSTR" 115 30 "1 " 0.65 0.91 -197.09 56.53 1020.25 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 202

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 1.07 245.14 2.62 1203.40 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 200

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 0.91 208.84 0.02 1023.14 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 201

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 0.97 217.25 -18.77 1091.74 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 200

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 0.91 204.26 -6.91 1017.83 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 201

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 0.96 215.48 -16.37 1077.32 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 222

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 0.92 211.14 -11.68 1035.94 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 201

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 1.04 238.72 -16.62 1171.59 AMPS 1124.58 AMPS 2011sumop_q128_pst_catb 202

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.90 -178.36 2.56 878.16 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 114

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.90 -178.58 4.52 878.15 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 115

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.91 -180.03 4.87 885.46 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 116

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.91 -180.59 7.40 888.15 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 12

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -181.92 7.78 894.80 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 152



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 16

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.91 -180.53 3.06 889.29 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 160

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -181.48 4.15 894.05 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 161

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.29 6.11 913.02 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 170

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.90 -178.50 3.98 878.13 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 175

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.91 8.14 915.03 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 178

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -182.93 7.12 899.92 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 184

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.13 -223.65 6.31 1101.77 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 204

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.13 -223.65 6.31 1101.77 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 205

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.66 8.27 911.70 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 207

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.98 -193.58 7.79 951.40 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 210

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.99 -196.68 7.01 967.84 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 214

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -187.19 8.29 919.37 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 216

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.98 -193.58 7.79 951.40 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 340

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.01 -199.12 7.80 979.80 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 341

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.95 -187.23 8.51 921.62 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 342

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.93 -184.86 7.55 909.58 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 348



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 17

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.96 -190.32 6.82 938.49 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 358

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.96 -188.77 5.81 930.69 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 364

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -182.93 7.12 899.92 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 380

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -182.20 7.56 896.39 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 391

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.95 -187.45 8.28 922.91 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 394

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.50 7.34 913.00 AMPS 973.97 AMPS 2011sumop_q128_pst_catb 400

34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.85 1.03 -38.09 30.73 388.01 AMPS 377.75 AMPS 2011sumop_q128_pre_catb 260
34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.81 1.00 -37.03 29.71 376.60 AMPS 377.75 AMPS 2011sumop_q128_pst_catb 260

34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.85 0.90 -33.01 17.01 293.46 AMPS 324.97 AMPS 2011sumop_q128_pre_catb 322
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.85 1.03 -38.36 30.92 390.79 AMPS 377.75 AMPS 2011sumop_q128_pre_catb 334
34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.81 1.00 -37.31 29.88 379.35 AMPS 377.75 AMPS 2011sumop_q128_pst_catb 334

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 0.97 -38.36 15.98 337.49 AMPS 346.41 AMPS 2011sumop_q128_pre_catb 192
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 0.93 -36.58 15.40 321.84 AMPS 346.41 AMPS 2011sumop_q128_pst_catb 192

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 0.98 -38.48 16.02 338.51 AMPS 346.41 AMPS 2011sumop_q128_pre_catb 354
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 0.93 -36.69 15.44 322.84 AMPS 346.41 AMPS 2011sumop_q128_pst_catb 354

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 0.98 -38.51 15.99 338.70 AMPS 346.41 AMPS 2011sumop_q128_pre_catb 370
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 0.93 -36.71 15.42 322.95 AMPS 346.41 AMPS 2011sumop_q128_pst_catb 370

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 0.95 -37.55 15.85 330.55 AMPS 346.41 AMPS 2011sumop_q128_pre_catb 386
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 0.91 -35.81 15.17 315.23 AMPS 346.41 AMPS 2011sumop_q128_pst_catb 386

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 0.98 -38.48 16.01 338.47 AMPS 346.41 AMPS 2011sumop_q128_pre_catb 406
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 0.93 -36.69 15.43 322.80 AMPS 346.41 AMPS 2011sumop_q128_pst_catb 406



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR 2011 WINTER PEAK NORMAL OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- ---BASE--- LOADING
Bus # NAME KV AREA Bus # NAME KV AREA ID MW MVAR P.U. FLOW RATING ------CASE------

APPENDIX C - 18

30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " -413 123 1.00** 431 MVA 430.00 MVA 2011winpk_q128_pre_catb
30526 "PITSBG D" 230 30 38950 "VSC_PTSB" 181 30 "1 " -413 143 1.02** 437 MVA 430.00 MVA 2011winpk_q128_pst_catb

31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 2 0.91** 92 AMPS 101.04 AMPS 2011winpk_q128_pre_catb
31636 "BURNEY " 60 30 31638 "BURNEYQF" 60 30 "1 " -10 2 0.91** 92 AMPS 101.04 AMPS 2011winpk_q128_pst_catb

33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " 401 68 0.95** 407 MVA 430.00 MVA 2011winpk_q128_pre_catb
33204 "POTRERO " 115 30 38951 "VSC_POTR" 181 30 "1 " 401 71 0.95** 408 MVA 430.00 MVA 2011winpk_q128_pst_catb

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " -38 13 0.95 314 AMPS 329.91 AMPS 2011winpk_q128_pre_catb
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " -39 12 0.97 320 AMPS 329.91 AMPS 2011winpk_q128_pst_catb

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " -36 12 0.90 298 AMPS 329.91 AMPS 2011winpk_q128_pst_catb



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 19

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.90 59.99 -7.20 460.85 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 11
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.91 60.83 -6.46 464.71 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 12

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.90 59.99 -7.20 460.85 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 133
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.91 60.83 -6.46 464.71 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 134

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.91 60.77 -7.28 466.81 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 151
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.91 60.92 -6.48 465.33 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 152

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.93 61.95 -9.75 477.78 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 169
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.90 60.22 -7.67 461.74 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 169

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.91 60.57 -6.58 463.07 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 170

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.99 65.94 -9.76 507.25 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 238
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.99 65.94 -8.97 507.18 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 238

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.99 65.94 -9.76 507.25 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 39
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.99 65.94 -8.97 507.18 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 39

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.92 61.32 -9.16 472.14 AMPS 511.37 AMPS 2011winpk_q128_pre_catb 390
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.92 61.47 -6.51 469.64 AMPS 511.37 AMPS 2011winpk_q128_pst_catb 391

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.99 -45.68 15.13 376.11 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 11
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.95 -44.17 13.25 360.70 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 11

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.00 -46.47 14.49 379.76 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 12

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.99 -45.68 15.13 376.11 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 133
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.95 -44.17 13.25 360.70 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 133

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 20

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.00 -46.47 14.49 379.76 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 134

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.01 -46.38 15.37 382.04 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 151
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.97 -44.66 15.27 367.04 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 151

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.00 -46.55 14.53 380.40 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 152

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.04 -47.38 18.20 394.59 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 169
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.00 -45.89 15.64 377.51 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 169

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.00 -46.23 14.57 378.17 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 170

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.90 -41.57 14.51 342.49 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 184
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.12 -50.95 19.09 423.68 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 238
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.11 -50.95 18.28 423.00 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 238

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.90 -41.51 14.92 341.51 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 277

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.91 -42.11 14.66 346.91 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 348
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.91 -42.11 13.22 343.99 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 348

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.93 -43.20 14.21 353.84 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 358
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.94 -43.05 14.68 354.93 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 364
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.93 -42.97 13.51 351.37 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 364

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.90 -41.57 14.51 342.49 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 380
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.12 -50.95 19.09 423.68 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 39
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.11 -50.95 18.28 423.00 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 39

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.02 -46.84 17.44 388.68 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 390
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.98 -45.35 15.45 372.87 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 390

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.01 -47.04 14.68 384.66 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 391

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.90 -41.89 14.09 343.13 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 394
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 21

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.93 -42.67 14.86 351.72 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 400
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.92 -42.68 13.38 348.82 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 400

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.93 -42.91 14.84 354.50 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 11
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.94 -43.70 14.20 358.07 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 12

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.93 -42.91 14.84 354.50 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 133
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.94 -43.70 14.20 358.07 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 134

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.95 -43.62 15.08 360.43 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 151
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.91 -41.89 15.00 345.63 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 151

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.95 -43.78 14.24 358.71 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 152

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.98 -44.63 17.88 373.48 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 169
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.94 -43.12 15.35 356.06 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 169

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.94 -43.46 14.28 356.50 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 170

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 1.06 -48.22 18.72 402.45 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 238
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 1.06 -48.23 17.91 401.59 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 238

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.91 -36.46 13.30 301.34 AMPS 329.91 AMPS 2011winpk_q128_pre_catb 289
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.93 -37.18 13.49 307.02 AMPS 329.91 AMPS 2011winpk_q128_pre_catb 293
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 1.06 -48.22 18.72 402.45 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 39
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 1.06 -48.23 17.91 401.59 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 39

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.97 -44.08 17.13 367.47 AMPS 379.40 AMPS 2011winpk_q128_pre_catb 390
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.93 -42.58 15.18 351.43 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 390

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.96 -44.28 14.38 362.95 AMPS 379.40 AMPS 2011winpk_q128_pst_catb 391

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.91 0.01 -40.06 196.21 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 125



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY B 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 22

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.91 0.01 -40.00 195.90 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 126

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.90 0.01 -39.70 194.45 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 143

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.90 0.01 -39.72 194.54 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 144

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.91 0.01 -40.06 196.21 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 2

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
35907 "PAUL SWT" 115 30 36218 "M " 115 30 "1 " 0.88 0.91 0.01 -40.00 195.90 AMPS 215.88 AMPS 2011winpk_q128_pst_catb 3
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30526 "PITSBG D" 230 30 30555 "SANRAMON" 230 30 "1 " 0.75 0.92 425.30 40.49 1070.16 AMPS 1162.23 AMPS 2011sumpk_q128_pre_catc 59
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30526 "PITSBG D" 230 30 30555 "SANRAMON" 230 30 "1 " 0.75 0.92 425.30 40.49 1070.16 AMPS 1162.23 AMPS 2011sumpk_q128_pre_catc 66
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.24 0.93 361.29 53.00 902.67 AMPS 974.97 AMPS 2011sumpk_q128_pre_catc 59
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.24 0.93 361.29 53.00 902.67 AMPS 974.97 AMPS 2011sumpk_q128_pre_catc 66
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.97 -308.93 -30.89 773.09 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 101

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.97 -306.60 -29.35 769.49 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 118

30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 0.96 0.91 -287.43 -29.79 718.21 AMPS 793.23 AMPS 2011sumpk_q128_pre_catc 46
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 1.00 -318.86 -32.41 796.80 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 46

30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 0.96 0.98 -310.11 -21.44 779.05 AMPS 793.23 AMPS 2011sumpk_q128_pre_catc 64
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 1.08 -341.27 -25.27 857.72 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 64

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.98 -311.28 -26.21 781.05 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 68

30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 0.96 0.92 -290.44 -23.60 729.05 AMPS 793.23 AMPS 2011sumpk_q128_pre_catc 72
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 1.02 -321.69 -26.72 807.35 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 72

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 1.08 0.98 -309.85 -32.20 779.27 AMPS 793.23 AMPS 2011sumpk_q128_pst_catc 90

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 1.68 574.48 57.61 1424.17 AMPS 849.96 AMPS 2011sumpk_q128_pre_catc 60
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 1.43 490.41 48.18 1211.35 AMPS 849.96 AMPS 2011sumpk_q128_pst_catc 60

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.94 321.09 -23.93 802.13 AMPS 849.96 AMPS 2011sumpk_q128_pre_catc 61
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.94 321.09 -24.27 800.91 AMPS 849.96 AMPS 2011sumpk_q128_pst_catc 61

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.57 0.95 321.25 -29.47 805.87 AMPS 849.96 AMPS 2011sumpk_q128_pre_catc 69
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.56 0.95 321.25 -30.08 803.86 AMPS 849.96 AMPS 2011sumpk_q128_pst_catc 69

30835 "HERNDON " 230 30 30840 "FGRDN T1" 230 30 "1 " 0.51 0.94 321.06 -24.58 800.32 AMPS 850.96 AMPS 2011sumpk_q128_pre_catc 63
30835 "HERNDON " 230 30 30840 "FGRDN T1" 230 30 "1 " 0.52 0.94 321.05 -25.40 797.40 AMPS 850.96 AMPS 2011sumpk_q128_pst_catc 63

30835 "HERNDON " 230 30 30882 "HERNDN1M" 115 30 "1 " 0.59 0.98 441.70 90.23 450.82 MVA 462.00 MVA 2011sumpk_q128_pre_catc 69
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AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
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=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30835 "HERNDON " 230 30 30883 "HERNDN2M" 115 30 "2 " 0.61 0.99 451.19 78.93 458.04 MVA 463.70 MVA 2011sumpk_q128_pre_catc 68
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30835 "HERNDON " 230 30 30883 "HERNDN2M" 115 30 "2 " 0.61 0.92 420.07 85.28 428.64 MVA 463.70 MVA 2011sumpk_q128_pre_catc 97
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30840 "FGRDN T1" 230 30 30850 "ASHLAN " 230 30 "1 " 0.26 0.95 -321.10 -40.84 812.09 AMPS 850.96 AMPS 2011sumpk_q128_pre_catc 60
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30845 "FGRDN T2" 230 30 30850 "ASHLAN " 230 30 "1 " 0.40 1.52 518.77 30.84 1295.40 AMPS 849.96 AMPS 2011sumpk_q128_pre_catc 60
30845 "FGRDN T2" 230 30 30850 "ASHLAN " 230 30 "1 " 0.39 1.27 435.82 28.27 1083.23 AMPS 849.96 AMPS 2011sumpk_q128_pst_catc 60

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30875 "MC CALL " 230 30 30877 "MCCALL2M" 115 30 "2 " 0.58 1.32 579.12 209.48 615.84 MVA 465.00 MVA 2011sumpk_q128_pst_catc 76

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30877 "MCCALL2M" 115 30 34370 "MC CALL " 115 30 "2 " 0.57 1.27 -579.12 -118.27 591.07 MVA 465.00 MVA 2011sumpk_q128_pst_catc 76

30882 "HERNDN1M" 115 30 34412 "HERNDON " 115 30 "1 " 0.59 0.97 -440.69 -69.97 446.21 MVA 462.00 MVA 2011sumpk_q128_pre_catc 69
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30883 "HERNDN2M" 115 30 34412 "HERNDON " 115 30 "2 " 0.62 0.98 -451.19 -69.34 456.49 MVA 463.70 MVA 2011sumpk_q128_pre_catc 68
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30883 "HERNDN2M" 115 30 34412 "HERNDON " 115 30 "2 " 0.62 0.92 -420.07 -81.82 427.96 MVA 463.70 MVA 2011sumpk_q128_pre_catc 97
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 0.90 -176.16 67.61 920.42 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catc 11
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.14 -224.55 75.32 1162.16 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catc 59
33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.66 0.95 -187.12 69.36 974.48 AMPS 1021.16 AMPS 2011sumpk_q128_pst_catc 59

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.84 1.14 -224.55 75.32 1162.16 AMPS 1021.16 AMPS 2011sumpk_q128_pre_catc 66
33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.66 0.95 -187.12 69.36 974.48 AMPS 1021.16 AMPS 2011sumpk_q128_pst_catc 66

34100 "CHWCHLLA" 115 30 34101 "CERTAN T" 115 30 "1 " 0.51 0.93 -89.73 -27.41 475.26 AMPS 512.08 AMPS 2011sumpk_q128_pre_catc 83
34100 "CHWCHLLA" 115 30 34101 "CERTAN T" 115 30 "1 " 0.33 0.93 -89.74 -27.41 475.37 AMPS 512.08 AMPS 2011sumpk_q128_pst_catc 83

34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.27 1.23 90.59 -40.90 487.53 AMPS 396.61 AMPS 2011sumpk_q128_pre_catc 47
34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.50 1.23 90.56 -40.50 487.30 AMPS 396.61 AMPS 2011sumpk_q128_pst_catc 47

34103 "CHWCGNJT" 115 30 34109 "CHWCGN " 115 30 "1 " 1.00 0.91 -60.30 -13.64 313.77 AMPS 346.41 AMPS 2011sumpk_q128_pre_catc 87
34103 "CHWCGNJT" 115 30 34109 "CHWCGN " 115 30 "1 " 1.00 0.91 -60.30 -14.60 315.68 AMPS 346.41 AMPS 2011sumpk_q128_pst_catc 87
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34108 "CRESEY T" 115 30 34110 "ATWATR J" 115 30 "1 " 0.20 1.82 -164.41 -39.93 932.69 AMPS 512.08 AMPS 2011sumpk_q128_pre_catc 1
34108 "CRESEY T" 115 30 34110 "ATWATR J" 115 30 "1 " 0.20 1.83 -164.41 -39.95 935.23 AMPS 512.08 AMPS 2011sumpk_q128_pst_catc 1

34110 "ATWATR J" 115 30 34144 "MERCED " 115 30 "1 " 0.37 1.48 -194.98 -53.36 1093.84 AMPS 738.00 AMPS 2011sumpk_q128_pre_catc 1
34110 "ATWATR J" 115 30 34144 "MERCED " 115 30 "1 " 0.37 1.49 -195.00 -53.41 1096.80 AMPS 738.00 AMPS 2011sumpk_q128_pst_catc 1

34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.75 0.94 78.25 -12.57 374.53 AMPS 398.12 AMPS 2011sumpk_q128_pre_catc 27
34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.73 0.94 78.25 -11.97 374.36 AMPS 398.12 AMPS 2011sumpk_q128_pst_catc 27

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34116 "LE GRAND" 115 30 34134 "WILSON A" 115 30 "1 " 0.79 0.97 90.65 -44.96 495.47 AMPS 512.08 AMPS 2011sumpk_q128_pst_catc 13

34116 "LE GRAND" 115 30 34134 "WILSON A" 115 30 "1 " 0.63 1.10 103.12 -50.48 562.71 AMPS 512.08 AMPS 2011sumpk_q128_pre_catc 47
34116 "LE GRAND" 115 30 34134 "WILSON A" 115 30 "1 " 0.79 1.11 104.32 -49.85 567.55 AMPS 512.08 AMPS 2011sumpk_q128_pst_catc 47

34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.19 0.93 -71.79 22.14 368.44 AMPS 396.61 AMPS 2011sumpk_q128_pre_catc 47
34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.13 0.93 -71.77 22.30 369.10 AMPS 396.61 AMPS 2011sumpk_q128_pst_catc 47

34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.95 0.91 -54.36 -10.99 316.20 AMPS 346.41 AMPS 2011sumpk_q128_pre_catc 83
34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.94 0.91 -54.36 -10.99 316.27 AMPS 346.41 AMPS 2011sumpk_q128_pst_catc 83

34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.95 0.93 -54.36 -11.02 320.60 AMPS 346.41 AMPS 2011sumpk_q128_pre_catc 87
34126 "CORSGOLD" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.94 0.93 -54.36 -11.02 321.88 AMPS 346.41 AMPS 2011sumpk_q128_pst_catc 87

34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.49 1.38 124.23 50.78 652.12 AMPS 471.92 AMPS 2011sumpk_q128_pre_catc 1
34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.49 1.38 123.88 50.99 652.19 AMPS 471.92 AMPS 2011sumpk_q128_pst_catc 1

34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.49 1.17 109.68 29.49 550.39 AMPS 471.92 AMPS 2011sumpk_q128_pre_catc 25
34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.49 1.16 109.03 29.63 548.86 AMPS 471.92 AMPS 2011sumpk_q128_pst_catc 25

34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.44 1.24 110.93 48.01 587.39 AMPS 471.92 AMPS 2011sumpk_q128_pre_catc 1
34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.44 1.24 110.45 48.18 586.76 AMPS 471.92 AMPS 2011sumpk_q128_pst_catc 1

34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.44 0.99 89.55 25.68 464.95 AMPS 471.92 AMPS 2011sumpk_q128_pre_catc 24
34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.44 0.97 87.29 27.00 456.96 AMPS 471.92 AMPS 2011sumpk_q128_pst_catc 24

34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.50 1.15 68.66 -5.06 68.85 MVA 60.00 MVA 2011sumpk_q128_pre_catc 23
34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.52 1.15 68.65 -4.91 68.83 MVA 60.00 MVA 2011sumpk_q128_pst_catc 23

34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.50 1.15 -68.66 5.06 68.85 MVA 60.00 MVA 2011sumpk_q128_pre_catc 23
34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.52 1.15 -68.65 4.91 68.83 MVA 60.00 MVA 2011sumpk_q128_pst_catc 23

34159 "PANOCHEJ" 115 30 34160 "HAMMONDS" 115 30 "1 " 0.79 1.22 138.28 70.90 743.30 AMPS 607.47 AMPS 2011sumpk_q128_pre_catc 34
34159 "PANOCHEJ" 115 30 34160 "HAMMONDS" 115 30 "1 " 0.82 1.22 137.12 72.77 743.12 AMPS 607.47 AMPS 2011sumpk_q128_pst_catc 34

34160 "HAMMONDS" 115 30 34161 "DFSTP " 115 30 "1 " 0.70 1.15 126.39 63.20 696.28 AMPS 607.47 AMPS 2011sumpk_q128_pre_catc 34
34160 "HAMMONDS" 115 30 34161 "DFSTP " 115 30 "1 " 0.72 1.15 125.23 65.07 696.25 AMPS 607.47 AMPS 2011sumpk_q128_pst_catc 34
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34161 "DFSTP " 115 30 34162 "ORO LOMA" 115 30 "1 " 0.68 1.13 122.05 54.49 689.06 AMPS 607.47 AMPS 2011sumpk_q128_pre_catc 34
34161 "DFSTP " 115 30 34162 "ORO LOMA" 115 30 "1 " 0.71 1.13 120.89 56.36 689.02 AMPS 607.47 AMPS 2011sumpk_q128_pst_catc 34

34162 "ORO LOMA" 115 30 34200 "ORO LOMA" 70 30 "2 " 0.59 1.99 117.18 82.04 143.05 MVA 72.00 MVA 2011sumpk_q128_pre_catc 34
34162 "ORO LOMA" 115 30 34200 "ORO LOMA" 70 30 "2 " 0.67 1.99 116.61 83.80 143.60 MVA 72.00 MVA 2011sumpk_q128_pst_catc 34

34176 "EXCHQRTP" 115 30 34232 "EXCHEQUR" 70 30 "1 " 0.41 0.94 94.01 6.53 94.24 MVA 100.00 MVA 2011sumpk_q128_pre_catc 23
34176 "EXCHQRTP" 115 30 34232 "EXCHEQUR" 70 30 "1 " 0.42 0.94 94.01 6.69 94.25 MVA 100.00 MVA 2011sumpk_q128_pst_catc 23

34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.75 2.18 61.92 19.31 613.55 AMPS 282.08 AMPS 2011sumpk_q128_pre_catc 34
34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.82 2.20 62.12 19.62 619.44 AMPS 282.08 AMPS 2011sumpk_q128_pst_catc 34

34200 "ORO LOMA" 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.20 1.65 77.00 44.82 842.81 AMPS 511.37 AMPS 2011sumpk_q128_pre_catc 34
34200 "ORO LOMA" 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.30 1.66 77.19 45.35 851.32 AMPS 511.37 AMPS 2011sumpk_q128_pst_catc 34

34200 "ORO LOMA" 70 30 34234 "POSO J1 " 70 30 "1 " 0.26 1.06 -31.19 -5.13 298.98 AMPS 282.08 AMPS 2011sumpk_q128_pre_catc 34
34200 "ORO LOMA" 70 30 34234 "POSO J1 " 70 30 "1 " 0.35 1.09 -32.16 -4.50 308.78 AMPS 282.08 AMPS 2011sumpk_q128_pst_catc 34

34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.36 1.42 -58.24 16.00 534.62 AMPS 377.75 AMPS 2011sumpk_q128_pre_catc 23
34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.38 1.42 -58.23 15.86 534.78 AMPS 377.75 AMPS 2011sumpk_q128_pst_catc 23

34206 "CANAL " 70 30 34216 "SNTA RTA" 70 30 "1 " 0.19 1.53 -35.30 -2.09 430.95 AMPS 282.08 AMPS 2011sumpk_q128_pre_catc 34
34206 "CANAL " 70 30 34216 "SNTA RTA" 70 30 "1 " 0.26 1.54 -35.31 -2.11 435.59 AMPS 282.08 AMPS 2011sumpk_q128_pst_catc 34

34206 "CANAL " 70 30 34220 "ORTIGA " 70 30 "1 " 0.40 1.21 -48.12 -16.01 618.09 AMPS 512.19 AMPS 2011sumpk_q128_pre_catc 34
34206 "CANAL " 70 30 34220 "ORTIGA " 70 30 "1 " 0.42 1.22 -48.13 -16.03 624.72 AMPS 512.19 AMPS 2011sumpk_q128_pst_catc 34

34216 "SNTA RTA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.40 1.72 -46.66 -8.55 511.66 AMPS 297.75 AMPS 2011sumpk_q128_pre_catc 34
34216 "SNTA RTA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.47 1.74 -46.75 -8.68 516.94 AMPS 297.75 AMPS 2011sumpk_q128_pst_catc 34

34220 "ORTIGA " 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.52 1.36 -56.81 -22.33 694.94 AMPS 512.19 AMPS 2011sumpk_q128_pre_catc 34
34220 "ORTIGA " 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.55 1.37 -56.86 -22.47 702.23 AMPS 512.19 AMPS 2011sumpk_q128_pst_catc 34

34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.49 1.53 70.36 -3.11 578.87 AMPS 379.40 AMPS 2011sumpk_q128_pre_catc 23
34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.51 1.53 70.36 -2.95 579.05 AMPS 379.40 AMPS 2011sumpk_q128_pst_catc 23

34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.37 0.98 30.75 6.84 275.95 AMPS 280.43 AMPS 2011sumpk_q128_pre_catc 22
34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.40 0.99 30.75 6.86 276.47 AMPS 280.43 AMPS 2011sumpk_q128_pst_catc 22

34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.37 1.80 -61.37 4.99 506.04 AMPS 280.43 AMPS 2011sumpk_q128_pre_catc 23
34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.40 1.80 -61.36 4.83 506.13 AMPS 280.43 AMPS 2011sumpk_q128_pst_catc 23

34266 "FIREBAGH" 70 30 34267 "TOMATAK " 70 30 "1 " 0.43 0.99 -44.94 -10.87 392.94 AMPS 395.90 AMPS 2011sumpk_q128_pre_catc 34
34266 "FIREBAGH" 70 30 34267 "TOMATAK " 70 30 "1 " 0.50 1.02 -46.10 -10.50 403.20 AMPS 395.90 AMPS 2011sumpk_q128_pst_catc 34

34267 "TOMATAK " 70 30 34268 "MENDOTA " 70 30 "1 " 0.59 1.15 -51.70 -16.46 456.08 AMPS 395.90 AMPS 2011sumpk_q128_pre_catc 34



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #
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34267 "TOMATAK " 70 30 34268 "MENDOTA " 70 30 "1 " 0.65 1.18 -52.88 -16.13 466.23 AMPS 395.90 AMPS 2011sumpk_q128_pst_catc 34

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 0.66 1.04 -199.68 -46.05 1010.10 AMPS 973.97 AMPS 2011sumpk_q128_pst_catc 51

34366 "SANGER " 115 30 34590 "SANGR3T " 115 30 "1 " 0.52 0.91 27.26 36.42 45.49 MVA 50.00 MVA 2011sumpk_q128_pre_catc 90
34366 "SANGER " 115 30 34590 "SANGR3T " 115 30 "1 " 0.54 0.95 29.11 37.39 47.39 MVA 50.00 MVA 2011sumpk_q128_pst_catc 90

34411 "PNDLJ1 " 115 30 34416 "BULLARD " 115 30 "1 " 0.71 1.43 201.60 41.30 1058.82 AMPS 743.03 AMPS 2011sumpk_q128_pre_catc 97
34411 "PNDLJ1 " 115 30 34416 "BULLARD " 115 30 "1 " 0.71 1.42 201.59 41.18 1055.21 AMPS 743.03 AMPS 2011sumpk_q128_pst_catc 97

34412 "HERNDON " 115 30 34422 "CHLDHOSP" 115 30 "1 " 0.65 0.99 166.44 91.64 959.50 AMPS 973.97 AMPS 2011sumpk_q128_pre_catc 87
34412 "HERNDON " 115 30 34422 "CHLDHOSP" 115 30 "1 " 0.47 0.99 167.63 91.60 967.88 AMPS 973.97 AMPS 2011sumpk_q128_pst_catc 87

34414 "WOODWARD" 115 30 34422 "CHLDHOSP" 115 30 "1 " 0.63 0.97 -159.58 -67.33 940.54 AMPS 973.97 AMPS 2011sumpk_q128_pre_catc 87
34414 "WOODWARD" 115 30 34422 "CHLDHOSP" 115 30 "1 " 0.44 0.97 -160.71 -66.88 948.83 AMPS 973.97 AMPS 2011sumpk_q128_pst_catc 87

34464 "COPPRMNE" 70 30 34478 "TVY VLLY" 70 30 "1 " 0.21 0.96 -27.45 -1.61 286.18 AMPS 297.75 AMPS 2011sumpk_q128_pre_catc 40
34464 "COPPRMNE" 70 30 34478 "TVY VLLY" 70 30 "1 " 0.07 0.94 -27.38 -1.30 278.72 AMPS 297.75 AMPS 2011sumpk_q128_pst_catc 40

34471 "SNJQJCT " 70 30 34472 "SAN JOQN" 70 30 "1 " 0.69 1.19 -59.44 10.72 469.39 AMPS 395.90 AMPS 2011sumpk_q128_pre_catc 115
34471 "SNJQJCT " 70 30 34472 "SAN JOQN" 70 30 "1 " 0.70 1.19 -59.44 12.43 469.45 AMPS 395.90 AMPS 2011sumpk_q128_pst_catc 115

34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.25 1.27 -40.97 -7.64 379.35 AMPS 297.75 AMPS 2011sumpk_q128_pre_catc 40
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.40 1.24 -40.72 -7.08 370.48 AMPS 297.75 AMPS 2011sumpk_q128_pst_catc 40

34487 "SNGRJCT " 70 30 34488 "SANGER " 70 30 "1 " 0.16 0.93 42.61 15.90 366.95 AMPS 395.90 AMPS 2011sumpk_q128_pre_catc 90
34487 "SNGRJCT " 70 30 34488 "SANGER " 70 30 "1 " 0.21 1.01 47.03 16.18 398.75 AMPS 395.90 AMPS 2011sumpk_q128_pst_catc 90

34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.71 1.48 79.08 29.37 697.53 AMPS 470.13 AMPS 2011sumpk_q128_pre_catc 90
34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.67 1.54 83.40 27.58 722.59 AMPS 470.13 AMPS 2011sumpk_q128_pst_catc 90

34490 "PARLIER " 70 30 34492 "REEDLEY " 70 30 "1 " 0.24 1.30 54.98 16.79 516.42 AMPS 395.90 AMPS 2011sumpk_q128_pre_catc 90
34490 "PARLIER " 70 30 34492 "REEDLEY " 70 30 "1 " 0.21 1.37 58.99 14.37 542.03 AMPS 395.90 AMPS 2011sumpk_q128_pst_catc 90

34566 "PLSNTVLY" 70 30 34570 "COLNGA 2" 70 30 "1 " 0.31 0.93 -43.71 14.94 371.81 AMPS 398.37 AMPS 2011sumpk_q128_pre_catc 125
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #
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=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30805 "BORDEN " 230 30 30810 "GREGG " 230 30 "1 " 0.95 0.93 -295.25 -21.38 740.31 AMPS 793.23 AMPS 2011sprpk_q128_pst_catc 64

30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.46 1.46 506.60 39.80 1244.41 AMPS 849.96 AMPS 2011sprpk_q128_pre_catc 60
30810 "GREGG " 230 30 30845 "FGRDN T2" 230 30 "1 " 0.45 1.23 424.72 35.15 1041.57 AMPS 849.96 AMPS 2011sprpk_q128_pst_catc 60

30835 "HERNDON " 230 30 30883 "HERNDN2M" 115 30 "2 " 0.54 0.91 416.40 76.41 423.35 MVA 463.70 MVA 2011sprpk_q128_pre_catc 68
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30845 "FGRDN T2" 230 30 30850 "ASHLAN " 230 30 "1 " 0.33 1.34 462.43 21.14 1143.17 AMPS 849.96 AMPS 2011sprpk_q128_pre_catc 60
30845 "FGRDN T2" 230 30 30850 "ASHLAN " 230 30 "1 " 0.32 1.11 381.48 22.14 940.69 AMPS 849.96 AMPS 2011sprpk_q128_pst_catc 60

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30875 "MC CALL " 230 30 30877 "MCCALL2M" 115 30 "2 " 0.51 1.20 527.43 183.74 558.52 MVA 465.00 MVA 2011sprpk_q128_pst_catc 76

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30877 "MCCALL2M" 115 30 34370 "MC CALL " 115 30 "2 " 0.50 1.16 -527.43 -109.21 538.62 MVA 465.00 MVA 2011sprpk_q128_pst_catc 76

30883 "HERNDN2M" 115 30 34412 "HERNDON " 115 30 "2 " 0.54 0.90 416.40 33.27 417.72 MVA 463.70 MVA 2011sprpk_q128_pre_catc 68
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 1.08 -207.81 84.83 1103.42 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catc 59
33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.62 0.90 -171.21 76.47 919.13 AMPS 1021.16 AMPS 2011sprpk_q128_pst_catc 59

33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.80 1.08 -207.81 84.83 1103.42 AMPS 1021.16 AMPS 2011sprpk_q128_pre_catc 66
33010 "SOBRANTE" 115 30 33020 "MORAGA " 115 30 "1 " 0.62 0.90 -171.21 76.47 919.13 AMPS 1021.16 AMPS 2011sprpk_q128_pst_catc 66

34100 "CHWCHLLA" 115 30 34105 "CERTANJ1" 115 30 "1 " 0.11 1.21 87.53 -40.78 478.20 AMPS 396.61 AMPS 2011sprpk_q128_pre_catc 47
34100 "CHWCHLLA" 115 30 34105 "CERTANJ1" 115 30 "1 " 0.33 1.20 87.53 -40.26 477.86 AMPS 396.61 AMPS 2011sprpk_q128_pst_catc 47

34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.32 1.05 70.07 -45.91 414.85 AMPS 396.61 AMPS 2011sprpk_q128_pre_catc 47
34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.28 1.04 70.08 -45.39 414.09 AMPS 396.61 AMPS 2011sprpk_q128_pst_catc 47

34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.32 0.93 -69.62 -20.67 370.79 AMPS 396.61 AMPS 2011sprpk_q128_pre_catc 83
34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.28 0.94 -69.62 -20.70 371.29 AMPS 396.61 AMPS 2011sprpk_q128_pst_catc 83

34105 "CERTANJ1" 115 30 34121 "SHARON T" 115 30 "1 " 0.11 1.21 -87.52 40.79 478.20 AMPS 396.61 AMPS 2011sprpk_q128_pre_catc 47
34105 "CERTANJ1" 115 30 34121 "SHARON T" 115 30 "1 " 0.33 1.20 -87.53 40.26 477.86 AMPS 396.61 AMPS 2011sprpk_q128_pst_catc 47

34108 "CRESEY T" 115 30 34110 "ATWATR J" 115 30 "1 " 0.17 1.37 -130.21 -30.52 701.21 AMPS 512.08 AMPS 2011sprpk_q128_pre_catc 1
34108 "CRESEY T" 115 30 34110 "ATWATR J" 115 30 "1 " 0.17 1.37 -130.22 -30.54 703.75 AMPS 512.08 AMPS 2011sprpk_q128_pst_catc 1

34110 "ATWATR J" 115 30 34144 "MERCED " 115 30 "1 " 0.30 1.12 -154.47 -40.02 825.70 AMPS 738.00 AMPS 2011sprpk_q128_pre_catc 1
34110 "ATWATR J" 115 30 34144 "MERCED " 115 30 "1 " 0.30 1.12 -154.48 -40.08 828.69 AMPS 738.00 AMPS 2011sprpk_q128_pst_catc 1

34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.80 0.98 81.05 -14.56 389.40 AMPS 398.12 AMPS 2011sprpk_q128_pre_catc 27



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #
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34112 "EXCHEQUR" 115 30 34116 "LE GRAND" 115 30 "1 " 0.79 0.98 81.05 -13.75 389.12 AMPS 398.12 AMPS 2011sprpk_q128_pst_catc 27

34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.10 1.27 -95.48 33.78 501.74 AMPS 396.61 AMPS 2011sprpk_q128_pre_catc 47
34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.38 1.26 -95.49 33.26 501.58 AMPS 396.61 AMPS 2011sprpk_q128_pst_catc 47

34123 "K1-JCT " 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.38 0.95 -146.64 11.23 704.25 AMPS 743.03 AMPS 2011sprpk_q128_pre_catc 47
34123 "K1-JCT " 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.53 0.95 -146.64 10.71 704.41 AMPS 743.03 AMPS 2011sprpk_q128_pst_catc 47

34123 "K1-JCT " 115 30 34358 "KERCKHF2" 115 30 "2 " 0.38 0.95 -148.35 11.13 704.52 AMPS 743.03 AMPS 2011sprpk_q128_pre_catc 47
34123 "K1-JCT " 115 30 34358 "KERCKHF2" 115 30 "2 " 0.53 0.95 -148.35 10.61 704.66 AMPS 743.03 AMPS 2011sprpk_q128_pst_catc 47

34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.37 1.03 94.60 35.07 484.30 AMPS 471.92 AMPS 2011sprpk_q128_pre_catc 1
34134 "WILSON A" 115 30 34144 "MERCED " 115 30 "1 " 0.37 1.03 94.26 35.19 484.37 AMPS 471.92 AMPS 2011sprpk_q128_pst_catc 1

34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.33 0.92 84.63 33.19 436.43 AMPS 471.92 AMPS 2011sprpk_q128_pre_catc 1
34136 "WILSON B" 115 30 34144 "MERCED " 115 30 "2 " 0.33 0.92 84.17 33.28 435.82 AMPS 471.92 AMPS 2011sprpk_q128_pst_catc 1

34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.48 1.18 70.88 -5.19 71.07 MVA 60.00 MVA 2011sprpk_q128_pre_catc 23
34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.50 1.18 70.87 -4.95 71.04 MVA 60.00 MVA 2011sprpk_q128_pst_catc 23

34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.48 1.18 -70.88 5.19 71.07 MVA 60.00 MVA 2011sprpk_q128_pre_catc 23
34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.50 1.18 -70.87 4.95 71.04 MVA 60.00 MVA 2011sprpk_q128_pst_catc 23

34162 "ORO LOMA" 115 30 34200 "ORO LOMA" 70 30 "2 " 0.55 1.37 88.35 43.86 98.64 MVA 72.00 MVA 2011sprpk_q128_pre_catc 34
34162 "ORO LOMA" 115 30 34200 "ORO LOMA" 70 30 "2 " 0.63 1.37 87.53 44.73 98.30 MVA 72.00 MVA 2011sprpk_q128_pst_catc 34

34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.63 1.41 45.27 9.34 397.84 AMPS 282.08 AMPS 2011sprpk_q128_pre_catc 34
34200 "ORO LOMA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.70 1.42 45.31 9.41 399.80 AMPS 282.08 AMPS 2011sprpk_q128_pst_catc 34

34200 "ORO LOMA" 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.22 1.06 57.69 25.53 543.00 AMPS 511.37 AMPS 2011sprpk_q128_pre_catc 34
34200 "ORO LOMA" 70 30 34222 "MRCYSPRS" 70 30 "1 " 0.32 1.07 57.73 25.65 545.74 AMPS 511.37 AMPS 2011sprpk_q128_pst_catc 34

34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.33 1.47 -60.46 16.52 556.31 AMPS 377.75 AMPS 2011sprpk_q128_pre_catc 23
34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.36 1.47 -60.45 16.28 556.61 AMPS 377.75 AMPS 2011sprpk_q128_pst_catc 23

34206 "CANAL " 70 30 34216 "SNTA RTA" 70 30 "1 " 0.19 0.97 -27.78 -1.34 272.39 AMPS 282.08 AMPS 2011sprpk_q128_pre_catc 34
34206 "CANAL " 70 30 34216 "SNTA RTA" 70 30 "1 " 0.27 0.97 -27.78 -1.34 273.81 AMPS 282.08 AMPS 2011sprpk_q128_pst_catc 34

34216 "SNTA RTA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.35 1.10 -35.17 -4.32 326.50 AMPS 297.75 AMPS 2011sprpk_q128_pre_catc 34
34216 "SNTA RTA" 70 30 34218 "DOS PALS" 70 30 "1 " 0.42 1.10 -35.19 -4.35 328.17 AMPS 297.75 AMPS 2011sprpk_q128_pst_catc 34

34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.43 1.55 71.78 -2.89 589.32 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 23
34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.45 1.55 71.78 -2.63 589.69 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 23

34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.29 1.84 -62.79 4.76 516.60 AMPS 280.43 AMPS 2011sprpk_q128_pre_catc 23
34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.31 1.84 -62.79 4.51 516.77 AMPS 280.43 AMPS 2011sprpk_q128_pst_catc 23



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #
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34385 "KINGS J1" 115 30 34417 "KINGS J2" 115 30 "1 " 0.42 1.05 110.48 55.72 627.42 AMPS 599.98 AMPS 2011sprpk_q128_pre_catc 54
34385 "KINGS J1" 115 30 34417 "KINGS J2" 115 30 "1 " 0.61 1.05 117.20 51.65 632.27 AMPS 599.98 AMPS 2011sprpk_q128_pst_catc 54

34411 "PNDLJ1 " 115 30 34416 "BULLARD " 115 30 "1 " 0.56 1.11 159.92 28.85 821.52 AMPS 743.03 AMPS 2011sprpk_q128_pre_catc 97
34411 "PNDLJ1 " 115 30 34416 "BULLARD " 115 30 "1 " 0.56 1.10 159.92 28.81 820.37 AMPS 743.03 AMPS 2011sprpk_q128_pst_catc 97

34456 "HRDWK TP" 70 30 34522 "HNFRD SW" 70 30 "1 " 0.16 1.40 53.44 22.52 529.57 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 123
34456 "HRDWK TP" 70 30 34522 "HNFRD SW" 70 30 "1 " 0.31 1.37 53.15 22.06 518.25 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 123

34456 "HRDWK TP" 70 30 34522 "HNFRD SW" 70 30 "1 " 0.16 0.94 38.97 1.82 354.79 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.15 1.65 -63.51 -24.55 621.83 AMPS 377.75 AMPS 2011sprpk_q128_pre_catc 123
34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.49 1.61 -63.22 -24.08 609.30 AMPS 377.75 AMPS 2011sprpk_q128_pst_catc 123

34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.15 1.18 -49.05 -3.85 447.39 AMPS 377.75 AMPS 2011sprpk_q128_pre_catc 54
34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.49 1.12 -48.30 -3.36 424.55 AMPS 377.75 AMPS 2011sprpk_q128_pst_catc 54

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.95 45.52 -8.60 361.62 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.02 49.24 -8.44 387.46 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 55
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.93 44.92 -7.05 352.09 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 55

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.20 57.27 -11.65 454.95 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 59
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.21 57.94 -11.23 457.86 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 59

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 0.93 45.02 -5.96 353.27 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 60
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 0.92 44.73 -5.90 350.47 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 60

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.20 57.27 -11.65 454.95 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 66
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.21 57.94 -11.23 457.86 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 66

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.76 1.74 76.47 27.10 660.40 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 67
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.78 1.66 72.22 28.27 631.42 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 67

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.29 1.23 -49.01 -12.85 466.16 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 67
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.30 1.16 -45.25 -15.03 438.46 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 67

34480 "KEARNEY " 70 30 34512 "CARUTHRS" 70 30 "1 " 0.76 1.00 37.01 9.60 296.97 AMPS 296.92 AMPS 2011sprpk_q128_pre_catc 50
34480 "KEARNEY " 70 30 34512 "CARUTHRS" 70 30 "1 " 0.58 1.05 39.01 8.92 311.23 AMPS 296.92 AMPS 2011sprpk_q128_pst_catc 50

34480 "KEARNEY " 70 30 34512 "CARUTHRS" 70 30 "1 " 0.76 1.01 38.03 6.60 301.09 AMPS 296.92 AMPS 2011sprpk_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.27 1.19 -47.63 -13.30 451.73 AMPS 379.40 AMPS 2011sprpk_q128_pre_catc 67
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.28 1.12 -43.84 -15.42 424.29 AMPS 379.40 AMPS 2011sprpk_q128_pst_catc 67



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SPRING PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 31

34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.58 1.02 56.37 16.82 480.04 AMPS 470.13 AMPS 2011sprpk_q128_pre_catc 90
34487 "SNGRJCT " 70 30 34490 "PARLIER " 70 30 "1 " 0.55 1.08 60.80 14.94 508.81 AMPS 470.13 AMPS 2011sprpk_q128_pst_catc 90

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34490 "PARLIER " 70 30 34492 "REEDLEY " 70 30 "1 " 0.20 0.94 42.74 7.28 371.13 AMPS 395.90 AMPS 2011sprpk_q128_pst_catc 90

34518 "LEMOORE " 70 30 34522 "HNFRD SW" 70 30 "1 " 0.20 1.89 -46.58 -12.20 530.57 AMPS 280.43 AMPS 2011sprpk_q128_pre_catc 123
34518 "LEMOORE " 70 30 34522 "HNFRD SW" 70 30 "1 " 0.40 1.85 -46.58 -12.20 519.26 AMPS 280.43 AMPS 2011sprpk_q128_pst_catc 123

34518 "LEMOORE " 70 30 34522 "HNFRD SW" 70 30 "1 " 0.20 1.27 -35.90 2.60 354.76 AMPS 280.43 AMPS 2011sprpk_q128_pre_catc 54
34518 "LEMOORE " 70 30 34522 "HNFRD SW" 70 30 "1 " 0.40 1.20 -35.49 2.54 335.36 AMPS 280.43 AMPS 2011sprpk_q128_pst_catc 54



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 32

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.90 -584.03 199.82 1531.16 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 14

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -612.87 204.15 1604.98 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 15

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.92 -595.26 206.45 1566.66 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 54

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.99 -638.70 220.77 1682.10 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -612.87 204.15 1604.98 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 56

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -609.19 203.25 1595.57 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 57

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.98 -630.03 214.81 1658.62 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 59

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.94 -612.38 205.80 1605.22 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 61

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.98 -631.30 217.66 1661.47 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.93 -598.67 206.24 1574.11 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 63

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.98 -630.03 214.81 1658.62 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 66

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.91 -594.28 196.57 1551.88 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 67

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30670 "WESTLEY " 230 30 30765 "LOSBANOS" 230 30 "1 " 0.98 0.90 -586.94 195.26 1533.28 AMPS 1699.92 AMPS 2011sumop_q128_pst_catc 68

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.95 366.50 28.48 922.17 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 12
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.94 363.05 33.54 913.65 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 13
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.91 355.07 16.83 889.29 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 43



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 33

=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 1.07 413.89 19.54 1046.93 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 1.01 390.39 24.74 981.42 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 58
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.93 357.93 20.38 903.69 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 75
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 0.92 356.03 21.73 892.77 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 76
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 1.20 463.27 40.11 1172.19 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 80
30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.85 1.06 409.10 21.59 1030.43 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 80

30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.95 1.10 421.91 55.70 1070.45 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 87
30790 "PANOCHE " 230 30 30825 "MCMULLN1" 230 30 "1 " 0.85 1.13 432.16 41.54 1099.40 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 87

30790 "PANOCHE " 230 30 30900 "GATES " 230 30 "1 " 0.66 0.96 -308.64 95.53 816.34 AMPS 849.96 AMPS 2011sumop_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30790 "PANOCHE " 230 30 30900 "GATES " 230 30 "2 " 0.66 0.96 -308.64 95.53 816.34 AMPS 849.96 AMPS 2011sumop_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 0.92 348.78 -27.04 899.47 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 12
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 0.91 345.48 -20.83 891.23 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 13
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 1.05 393.67 -54.49 1023.44 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 0.98 371.53 -39.21 958.41 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 58
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 0.90 340.56 -32.62 880.58 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 75
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 1.18 440.21 -54.95 1149.16 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 80
30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.82 1.03 389.23 -49.79 1007.14 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 80

30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.92 1.08 401.16 -22.34 1048.27 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 87
30825 "MCMULLN1" 230 30 30830 "KEARNEY " 230 30 "1 " 0.82 1.10 410.78 -41.21 1076.48 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 87



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #
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30830 "KEARNEY " 230 30 30835 "HERNDON " 230 30 "1 " 0.79 0.94 344.85 -93.30 916.46 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30830 "KEARNEY " 230 30 30835 "HERNDON " 230 30 "1 " 0.79 1.07 390.28 -102.39 1041.41 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 80
30830 "KEARNEY " 230 30 30835 "HERNDON " 230 30 "1 " 0.69 0.92 340.54 -87.53 899.89 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 80

30830 "KEARNEY " 230 30 30835 "HERNDON " 230 30 "1 " 0.79 0.96 352.12 -63.00 936.06 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 87
30830 "KEARNEY " 230 30 30835 "HERNDON " 230 30 "1 " 0.69 0.99 361.51 -83.68 966.56 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 87

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30835 "HERNDON " 230 30 30840 "FGRDN T1" 230 30 "1 " 0.31 1.04 333.42 -101.76 882.58 AMPS 850.96 AMPS 2011sumop_q128_pst_catc 60

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30840 "FGRDN T1" 230 30 30850 "ASHLAN " 230 30 "1 " 0.17 0.92 299.26 -81.10 781.94 AMPS 850.96 AMPS 2011sumop_q128_pst_catc 60

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30873 "HELM " 230 30 30875 "MC CALL " 230 30 "1 " 0.37 0.96 -317.08 46.56 816.56 AMPS 849.96 AMPS 2011sumop_q128_pst_catc 87

30875 "MC CALL " 230 30 30877 "MCCALL2M" 115 30 "2 " 0.46 0.96 439.06 91.94 448.59 MVA 465.00 MVA 2011sumop_q128_pre_catc 76
30875 "MC CALL " 230 30 30877 "MCCALL2M" 115 30 "2 " 0.64 1.58 717.36 161.23 735.25 MVA 465.00 MVA 2011sumop_q128_pst_catc 76

30875 "MC CALL " 230 30 30880 "HENTAP2 " 230 30 "1 " 0.69 0.92 -338.50 69.64 892.33 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 80
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30877 "MCCALL2M" 115 30 34370 "MC CALL " 115 30 "2 " 0.46 0.95 -439.06 -40.07 440.89 MVA 465.00 MVA 2011sumop_q128_pre_catc 76
30877 "MCCALL2M" 115 30 34370 "MC CALL " 115 30 "2 " 0.63 1.54 -717.36 -24.71 717.78 MVA 465.00 MVA 2011sumop_q128_pst_catc 76

30879 "HENTAP1 " 230 30 30900 "GATES " 230 30 "1 " 0.73 0.92 -642.81 7.78 1690.04 AMPS 1837.48 AMPS 2011sumop_q128_pre_catc 58
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 1.00 1.19 -433.54 125.64 1159.81 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 79
30900 "GATES " 230 30 30905 "TEMPLETN" 230 30 "1 " 0.97 1.15 -422.05 119.20 1125.04 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 79

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.91 -341.41 65.64 885.15 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 74

30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.07 1.22 -441.95 107.64 1187.21 AMPS 974.97 AMPS 2011sumop_q128_pre_catc 78
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 1.18 -430.75 101.78 1152.70 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 78

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30900 "GATES " 230 30 30915 "MORROBAY" 230 30 "1 " 1.04 0.90 -339.88 64.14 881.92 AMPS 974.97 AMPS 2011sumop_q128_pst_catc 81

34118 "LE GRNDJ" 115 30 34136 "WILSON B" 115 30 "1 " 0.69 1.01 74.08 -36.04 402.49 AMPS 398.12 AMPS 2011sumop_q128_pre_catc 55
34118 "LE GRNDJ" 115 30 34136 "WILSON B" 115 30 "1 " 0.65 0.92 66.92 -34.19 366.09 AMPS 398.12 AMPS 2011sumop_q128_pst_catc 55

34118 "LE GRNDJ" 115 30 34136 "WILSON B" 115 30 "1 " 0.69 0.96 70.39 -35.50 383.18 AMPS 398.12 AMPS 2011sumop_q128_pre_catc 62
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 35

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34262 "CASSIDY " 70 30 34454 "RIVERROC" 70 30 "1 " 0.58 0.97 -45.29 20.74 426.01 AMPS 437.14 AMPS 2011sumop_q128_pst_catc 87

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34368 "LASPALMS" 115 30 "1 " 0.74 0.94 -211.54 32.66 1061.70 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 47

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34368 "LASPALMS" 115 30 "1 " 0.74 1.01 -221.94 38.24 1134.05 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34368 "LASPALMS" 115 30 "1 " 0.74 0.97 -214.80 40.07 1095.34 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34410 "MANCHSTR" 115 30 "1 " 0.65 0.92 -194.99 61.14 1030.04 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34357 "AIRWAYJ1" 115 30 34410 "MANCHSTR" 115 30 "1 " 0.65 0.93 -205.06 54.81 1050.12 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 95

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 0.92 209.54 0.43 1035.99 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 18

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 0.97 223.70 2.68 1093.60 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 47

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 1.04 234.90 0.03 1165.58 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34366 "SANGER " 115 30 "1 " 0.77 1.00 227.81 -3.41 1127.03 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 0.92 204.90 -6.79 1030.84 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 18

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 0.97 219.15 -5.06 1091.21 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 47

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 1.04 230.57 -9.17 1166.51 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 1.00 223.66 -12.09 1126.92 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 1.00 226.32 -14.65 1129.51 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 96

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 36

34359 "AIRWAYJ2" 115 30 34408 "BARTON " 115 30 "1 " 0.76 1.09 244.54 -18.95 1225.26 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 98

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34363 "CLOVISJ1" 115 30 "1 " 0.67 1.18 177.03 -6.69 878.83 AMPS 743.03 AMPS 2011sumop_q128_pst_catc 43

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34363 "CLOVISJ1" 115 30 "1 " 0.67 0.99 147.50 -10.91 732.76 AMPS 743.03 AMPS 2011sumop_q128_pst_catc 44

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34363 "CLOVISJ1" 115 30 "1 " 0.67 1.07 160.06 -9.09 794.37 AMPS 743.03 AMPS 2011sumop_q128_pst_catc 45

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34414 "WOODWARD" 115 30 "1 " 0.68 1.15 222.10 -4.92 1117.38 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 43

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34414 "WOODWARD" 115 30 "1 " 0.68 0.97 187.72 -8.73 940.25 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 44

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34360 "WWARD JT" 115 30 34414 "WOODWARD" 115 30 "1 " 0.68 1.04 202.44 -7.14 1015.38 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 45

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34363 "CLOVISJ1" 115 30 34366 "SANGER " 115 30 "1 " 0.65 1.02 -199.69 2.30 990.68 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 43

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34363 "CLOVISJ1" 115 30 34366 "SANGER " 115 30 "1 " 0.65 0.93 -182.72 4.71 905.68 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 45

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 0.93 211.84 -11.33 1048.88 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 18

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 0.99 226.37 -10.37 1107.73 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 47

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 1.05 237.34 -14.13 1179.81 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 1.01 229.89 -16.95 1140.27 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34368 "LASPALMS" 115 30 "1 " 0.78 0.90 205.19 -14.50 1017.08 AMPS 1124.58 AMPS 2011sumop_q128_pst_catc 80

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.90 -178.08 3.19 876.90 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 12

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.01 -199.59 5.10 987.13 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 18



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 37

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.93 -184.76 7.58 910.50 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 19

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.90 -179.10 7.97 879.39 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 49

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.91 -181.32 3.39 887.67 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 50

34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 0.72 1.15 -226.24 -1.46 1121.03 AMPS 973.97 AMPS 2011sumop_q128_pre_catc 51
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.63 -319.51 7.61 1587.17 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 51

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.91 -180.06 4.80 882.33 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 53

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.12 -220.53 7.63 1094.96 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -182.49 4.97 899.49 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 57

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.89 8.21 915.17 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 58

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 1.09 -214.64 9.36 1062.78 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 62

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.92 -182.94 6.55 900.32 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 63

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.97 -191.89 6.39 945.64 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 67

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -186.07 0.22 919.83 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 68

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.94 -185.92 8.13 915.13 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 73

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.98 -193.09 7.43 955.41 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 80

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.96 -190.33 7.92 933.81 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 88

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.93 -184.32 6.97 905.34 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 90



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 SUMMER OFF PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 38

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34366 "SANGER " 115 30 34370 "MC CALL " 115 30 "3 " 1.02 0.96 -189.86 8.26 932.10 AMPS 973.97 AMPS 2011sumop_q128_pst_catc 91

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34372 "MALAGA " 115 30 34379 "MALAGATP" 115 30 "1 " 0.65 0.93 -139.58 -4.74 689.46 AMPS 743.03 AMPS 2011sumop_q128_pst_catc 51

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34375 "ULTPWRJ " 115 30 34379 "MALAGATP" 115 30 "1 " 0.70 0.97 -145.79 -6.64 719.95 AMPS 743.03 AMPS 2011sumop_q128_pst_catc 51

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34454 "RIVERROC" 70 30 34464 "COPPRMNE" 70 30 "1 " 0.60 0.99 -47.62 17.49 434.10 AMPS 437.14 AMPS 2011sumop_q128_pst_catc 87

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34464 "COPPRMNE" 70 30 34478 "TVY VLLY" 70 30 "1 " 0.48 1.26 -35.03 26.58 375.22 AMPS 297.75 AMPS 2011sumop_q128_pst_catc 87

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.61 0.91 -30.91 12.15 272.12 AMPS 297.75 AMPS 2011sumop_q128_pst_catc 43

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34478 "TVY VLLY" 70 30 34492 "REEDLEY " 70 30 "1 " 0.61 1.38 -45.54 18.54 409.60 AMPS 297.75 AMPS 2011sumop_q128_pst_catc 87

34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.85 1.00 -35.94 29.30 376.40 AMPS 377.75 AMPS 2011sumop_q128_pre_catc 125
34570 "COLNGA 2" 70 30 34572 "TORNADO " 70 30 "1 " 0.81 0.95 -34.47 27.91 360.16 AMPS 377.75 AMPS 2011sumop_q128_pst_catc 125

34574 "COLNGA 1" 70 30 36354 "SAN MIGL" 70 30 "1 " 0.62 1.02 40.34 -13.48 354.37 AMPS 346.41 AMPS 2011sumop_q128_pre_catc 78
34574 "COLNGA 1" 70 30 36354 "SAN MIGL" 70 30 "1 " 0.58 0.96 37.86 -12.77 332.06 AMPS 346.41 AMPS 2011sumop_q128_pst_catc 78

36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.71 1.12 -44.87 12.56 388.25 AMPS 346.41 AMPS 2011sumop_q128_pre_catc 78
36354 "SAN MIGL" 70 30 36356 "PSA RBLS" 70 30 "1 " 0.67 1.06 -42.40 11.85 365.83 AMPS 346.41 AMPS 2011sumop_q128_pst_catc 78



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 39

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30875 "MC CALL " 230 30 30877 "MCCALL2M" 115 30 "2 " 0.45 1.27 504.58 83.33 511.41 MVA 403.00 MVA 2011winpk_q128_pst_catc 76

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
30877 "MCCALL2M" 115 30 34370 "MC CALL " 115 30 "2 " 0.45 1.25 -504.58 -21.78 505.05 MVA 403.00 MVA 2011winpk_q128_pst_catc 76

34100 "CHWCHLLA" 115 30 34105 "CERTANJ1" 115 30 "1 " 0.03 1.02 96.33 -47.69 522.85 AMPS 512.08 AMPS 2011winpk_q128_pre_catc 47
34100 "CHWCHLLA" 115 30 34105 "CERTANJ1" 115 30 "1 " 0.22 1.02 96.33 -47.41 522.68 AMPS 512.08 AMPS 2011winpk_q128_pst_catc 47

34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.10 0.96 88.10 -50.09 492.92 AMPS 512.08 AMPS 2011winpk_q128_pre_catc 47
34101 "CERTAN T" 115 30 34116 "LE GRAND" 115 30 "1 " 0.18 0.96 88.10 -49.81 492.67 AMPS 512.08 AMPS 2011winpk_q128_pst_catc 47

34105 "CERTANJ1" 115 30 34121 "SHARON T" 115 30 "1 " 0.03 1.02 -96.33 47.69 522.85 AMPS 512.08 AMPS 2011winpk_q128_pre_catc 47
34105 "CERTANJ1" 115 30 34121 "SHARON T" 115 30 "1 " 0.22 1.02 -96.34 47.41 522.68 AMPS 512.08 AMPS 2011winpk_q128_pst_catc 47

34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.05 1.06 -103.34 40.96 541.35 AMPS 512.08 AMPS 2011winpk_q128_pre_catc 47
34121 "SHARON T" 115 30 34128 "OAKH_JCT" 115 30 "1 " 0.25 1.06 -103.35 40.68 541.26 AMPS 512.08 AMPS 2011winpk_q128_pst_catc 47

34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.50 1.26 -68.25 32.08 75.41 MVA 60.00 MVA 2011winpk_q128_pre_catc 23
34144 "MERCED " 115 30 34146 "MERCED M" 115 30 "2 " 0.52 1.26 -68.25 32.05 75.40 MVA 60.00 MVA 2011winpk_q128_pst_catc 23

34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.49 1.15 68.25 -10.71 69.08 MVA 60.00 MVA 2011winpk_q128_pre_catc 23
34146 "MERCED M" 115 30 34202 "MERCED " 70 30 "2 " 0.51 1.15 68.25 -10.67 69.08 MVA 60.00 MVA 2011winpk_q128_pst_catc 23

34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.23 1.07 -57.82 16.33 516.59 AMPS 484.15 AMPS 2011winpk_q128_pre_catc 23
34202 "MERCED " 70 30 34230 "MRCDFLLS" 70 30 "1 " 0.25 1.07 -57.82 16.29 516.62 AMPS 484.15 AMPS 2011winpk_q128_pst_catc 23

34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.26 1.09 65.84 -5.32 531.17 AMPS 486.62 AMPS 2011winpk_q128_pre_catc 23
34230 "MRCDFLLS" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.27 1.09 65.85 -5.28 531.28 AMPS 486.62 AMPS 2011winpk_q128_pst_catc 23

34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.16 1.27 -56.85 7.21 460.86 AMPS 362.91 AMPS 2011winpk_q128_pre_catc 23
34232 "EXCHEQUR" 70 30 34321 "MCSWAINJ" 70 30 "1 " 0.18 1.27 -56.85 7.16 460.87 AMPS 362.91 AMPS 2011winpk_q128_pst_catc 23

34456 "HRDWK TP" 70 30 34522 "HNFRD SW" 70 30 "1 " 0.10 1.05 52.53 22.91 504.43 AMPS 478.38 AMPS 2011winpk_q128_pre_catc 77
34456 "HRDWK TP" 70 30 34522 "HNFRD SW" 70 30 "1 " 0.25 1.03 52.18 22.33 491.68 AMPS 478.38 AMPS 2011winpk_q128_pst_catc 77

34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.08 1.15 -58.53 -24.08 557.05 AMPS 484.15 AMPS 2011winpk_q128_pre_catc 77
34456 "HRDWK TP" 70 30 34576 "KNGLOBUS" 70 30 "1 " 0.32 1.12 -58.18 -23.49 543.54 AMPS 484.15 AMPS 2011winpk_q128_pst_catc 77

34471 "SNJQJCT " 70 30 34472 "SAN JOQN" 70 30 "1 " 0.21 0.92 -64.67 14.80 507.92 AMPS 552.61 AMPS 2011winpk_q128_pre_catc 115
34471 "SNJQJCT " 70 30 34472 "SAN JOQN" 70 30 "1 " 0.20 0.92 -64.67 15.86 508.17 AMPS 552.61 AMPS 2011winpk_q128_pst_catc 115

34473 "SNJQTP " 70 30 34475 "AGRCJCT " 70 30 "1 " 0.30 1.06 -69.97 13.05 543.24 AMPS 511.37 AMPS 2011winpk_q128_pre_catc 115
34473 "SNJQTP " 70 30 34475 "AGRCJCT " 70 30 "1 " 0.29 1.06 -69.97 14.11 543.16 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 115

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 1.06 70.86 -9.91 543.22 AMPS 511.37 AMPS 2011winpk_q128_pre_catc 111



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 40

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 1.06 70.86 -9.12 543.24 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 111

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.95 63.63 -8.65 487.24 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 15

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.94 62.08 -9.37 478.53 AMPS 511.37 AMPS 2011winpk_q128_pre_catc 18
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.93 61.61 -8.90 473.28 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 18

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.92 61.75 -6.70 472.09 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 19

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 1.03 68.40 -11.34 528.35 AMPS 511.37 AMPS 2011winpk_q128_pre_catc 55
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.96 64.00 -8.85 491.42 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 55

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.95 63.63 -8.65 487.24 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 56

34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.83 0.98 65.12 -8.95 499.52 AMPS 511.37 AMPS 2011winpk_q128_pre_catc 57
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34475 "AGRCJCT " 70 30 34484 "KERMAN " 70 30 "1 " 0.85 0.96 64.01 -8.04 491.00 AMPS 511.37 AMPS 2011winpk_q128_pst_catc 87

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.90 -41.56 14.91 341.94 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 103

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.21 -55.29 20.40 459.41 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 111
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.21 -55.30 19.60 458.88 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 111

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.95 -44.15 14.70 361.00 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 112
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.91 -41.65 15.12 344.29 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 12
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.91 -42.08 14.44 345.31 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 131

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.93 -42.62 14.65 352.50 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 15
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.06 -48.93 17.36 403.47 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 15

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.04 -47.51 17.83 395.04 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 18
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.03 -47.11 17.20 389.73 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 18

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.02 -47.28 14.94 387.16 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 19



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 41

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.91 -41.39 15.58 343.54 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 41
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.95 -43.49 15.20 359.22 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 41

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.95 -43.95 15.17 361.28 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 43

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.90 -42.09 12.72 343.18 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 44

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.93 -43.07 12.64 351.04 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 45

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.93 -43.20 14.12 353.87 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 50

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.96 -43.93 15.50 364.11 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 54
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.91 -42.13 12.47 343.45 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 54

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.17 -53.07 21.36 445.34 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 55
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.07 -49.24 17.68 407.53 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 55

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.93 -42.62 14.65 352.50 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 56
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.06 -48.93 17.36 403.47 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 56

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 1.10 -50.25 18.03 415.66 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 57
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.93 -43.09 14.51 353.34 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 58
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.96 -44.35 13.73 362.72 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 76
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.94 -43.37 14.79 357.35 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 80
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 0.91 -42.31 13.04 345.39 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 80

34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.95 0.94 -43.23 15.04 355.51 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 87
34480 "KEARNEY " 70 30 34481 "FRWWTAP " 70 30 "1 " 0.97 1.07 -49.27 16.85 406.57 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 87

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 1.15 -52.60 19.96 438.11 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 111
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 1.15 -52.61 19.16 437.40 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 111

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 1.01 -46.19 17.03 382.15 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 15

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.99 -44.76 17.52 373.84 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 18
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.97 -44.36 16.89 368.49 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 18



APPENDIX C - STEADY STATE POWER FLOW RESULTS
AUTCON OUTPUT FILES FOR ISO CATEGORY C 2011 WINTER PEAK OPERATING CONDITIONS

--------FROM BUS-------- ----------TO BUS----------- (RATE 1) (RATE 2) ---------OUTAGE------------ (RATE 2)
Bus # NAME KV AREA Bus # NAME KV AREA ID BASE OUTAGE MW MVAR FLOW RATING FILE OUTAGE #

APPENDIX C - 42

=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=1=
34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.90 0.96 -44.53 14.64 365.48 AMPS 379.40 AMPS 2011winpk_q128_pst_catc 19

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 0.90 -41.15 15.23 342.66 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 54
=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=2=

34481 "FRWWTAP " 70 30 34484 "KERMAN " 70 30 "1 " 0.89 1.12 -50.36 20.95 424.33 AMPS 379.40 AMPS 2011winpk_q128_pre_catc 55
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APPENDIX D - STEADY STATE POWER FLOW PLOTS 

APPENDIX D - 2 

Q128 System Impact Re-Study Power Flow Plots 

Plot Description
Plot #1 2011 Summer Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #2 2011 Summer Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #3 2011 Summer Peak Pre-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #4 2011 Summer Peak Pre-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #5 2011 Summer Peak Pre-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #6 2011 Summer Peak Pre-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #7 2011 Summer Peak Pre-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #8 2011 Summer Peak Pre-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #9 2011 Summer Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #10 2011 Summer Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #11 2011 Summer Peak Post-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #12 2011 Summer Peak Post-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #13 2011 Summer Peak Post-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #14 2011 Summer Peak Post-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #15 2011 Summer Peak Post-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #16 2011 Summer Peak Post-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #17 2011 Spring Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #18 2011 Spring Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #19 2011 Spring Peak Pre-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #20 2011 Spring Peak Pre-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #21 2011 Spring Peak Pre-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #22 2011 Spring Peak Pre-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #23 2011 Spring Peak Pre-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #24 2011 Spring Peak Pre-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #25 2011 Spring Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #26 2011 Spring Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #27 2011 Spring Peak Post-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #28 2011 Spring Peak Post-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #29 2011 Spring Peak Post-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #30 2011 Spring Peak Post-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #31 2011 Spring Peak Post-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 
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Plot Description 
Plot #32 2011 Spring Peak Post-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #33 2011 Summer Off Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #34 2011 Summer Off Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #35 2011 Summer Off Peak Pre-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #36 2011 Summer Off Peak Pre-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #37 2011 Summer Off Peak Pre-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #38 2011 Summer Off Peak Pre-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #39 2011 Summer Off Peak Pre-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #40 2011 Summer Off Peak Pre-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #41 2011 Summer Off Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #42 2011 Summer Off Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #43 2011 Summer Off Peak Post-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #44 2011 Summer Off Peak Post-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #45 2011 Summer Off Peak Post-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #46 2011 Summer Off Peak Post-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #47 2011 Summer Off Peak Post-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #48 2011 Summer Off Peak Post-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #49 2011 Winter Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #50 2011 Winter Peak Pre-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #51 2011 Winter Peak Pre-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #52 2011 Winter Peak Pre-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #53 2011 Winter Peak Pre-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #54 2011 Winter Peak Pre-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #55 2011 Winter Peak Pre-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #56 2011 Winter Peak Pre-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 

Plot #57 2011 Winter Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (MW/MVAr) 

Plot #58 2011 Winter Peak Post-Project:  Normal Conditions Greater Fresno 230 kV (Amps/% Rate) 

Plot #59 2011 Winter Peak Post-Project:  Normal Conditions South Fresno 115 kV (MW/MVAr) 

Plot #60 2011 Winter Peak Post-Project:  Normal Conditions South Fresno 115 kV (Amps/% Rate) 

Plot #61 2011 Winter Peak Post-Project:  Normal Conditions Yosemite 115 kV (MW/MVAr) 

Plot #62 2011 Winter Peak Post-Project:  Normal Conditions Yosemite 115 kV (Amps/% Rate) 

Plot #63 2011 Winter Peak Post-Project:  Normal Conditions Fresno 70 kV (MW/MVAr) 

Plot #64 2011 Winter Peak Post-Project:  Normal Conditions Fresno 70 kV (Amps/% Rate) 
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Plot Description 
Plot #65 2011 Summer Peak COD Pre-Project South Fresno 115 kV:  Manchester - Sanger 115 kV Line Outage (MW/MVAr) 

Plot #66 2011 Summer Peak COD Pre-Project South Fresno 115 kV:  Manchester - Sanger 115 kV Line Outage (Amps/% Rate) 

Plot #67 2011 Summer Peak COD Post-Project South Fresno 115 kV:  Manchester - Sanger 115 kV Line Outage (MW/MVAr) 

Plot #68 2011 Summer Peak COD Post-Project South Fresno 115 kV:  Manchester - Sanger 115 kV Line Outage (Amps/% Rate) 

Plot #69 2011 Summer Peak COD Pre-Project South Fresno 115 kV:  McCall - Sanger #1 115 kV Line Outage (MW/MVAr) 

Plot #70 2011 Summer Peak COD Pre-Project South Fresno 115 kV:  McCall - Sanger #1 115 kV Line Outage (Amps/% Rate) 

Plot #71 2011 Summer Peak COD Post-Project South Fresno 115 kV:  McCall - Sanger #1 115 kV Line Outage (MW/MVAr) 

Plot #72 2011 Summer Peak COD Post-Project South Fresno 115 kV:  McCall - Sanger #1 115 kV Line Outage (Amps/% Rate) 



PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 001:  Normal Conditions MW/MVAR

Rating =  1

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:25 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 002:  Normal Conditions amps/rate

Rating =  1

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:27 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 003:  Normal Conditions MW/MVAR

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:27 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 004:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:28 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 005:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:29 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 006:  Normal Conditions amps/rate

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:30 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 007:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:30 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Pre-Project Case

PATH15=  125 MW(S-N) PATH26= 3981 MW(N-S) PDCI= 2500 MW(N-S) COI= 4783 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Pre-Project COD

Plot 008:  Normal Conditions amps/rate

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:31 2008   cases\sumpk\2011sumpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 009:  Normal Conditions MW/MVAR

Rating =  1

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:33 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 010:  Normal Conditions amps/rate

Rating =  1

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:34 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 011:  Normal Conditions MW/MVAR

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:35 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 012:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:35 2008   cases\sumpk\2011sumpk_q128_pst.sav

34370
MC CALL

120.4
1.047

34366
SANGER

118.6
1.031

34402
CAL AVE 114.3

0.994

34390
DANISHCM 114.7

0.997

34404
WST FRSO 114.5

0.996

34377
AIRPROD 119.5

1.040

34375
ULTPWRJ 119.5

1.039

34379
MALAGATP 119.4

1.039

34372
MALAGA

119.4
1.038

34373
SCWAXJCT 119.4

1.038

34371
SCWAX

119.4
1.038

34374
RANCHRS

119.4
1.038

34376
PPG 119.4

1.038
34381
KRCDP 119.5

1.039

34368
LASPALMS 117.3

1.020

34410
MANCHSTR 116.8

1.016

34357
AIRWAYJ1 34361

AIRWAYS

117.2
1.019

34359
AIRWAYJ2

117.4
1.021

34408
BARTON

117.1
1.018

34412
HERNDON 118.3

1.028

34382
WAHTOKE

118.1
1.027

34380

REEDLEY

117.2
1.019

34394
PIEDRA 1

118.4
1.030

34422
CHLDHOSP 116.7

1.015

34414
WOODWARD 115.8

1.007

34360
WWARD JT 116.6

1.013

34363
CLOVISJ1 117.2

1.019

34362
CLOVIS-1 116.9

1.016

34364
CLOVIS-2 116.6

1.013

34365
CLOVISJ2 117.1

1.019

34358
KERCKHF2 117.1

1.018

34389
RAINBWTP 118.4

1.030

34423
GAURD J1 119.5

1.039

34418
KINGSBRG 118.6

1.032

34385
KINGS J1

119.7
1.041

34417
KINGS J2 119.6

1.040

34425
KCOGNJCT

119.8
1.042

34421
GAURD J2 119.5

1.039

34427
GRDNGLS2

119.9
1.043

34386
KNGSCOGN

120.0
1.04334387

SUNMAID

119.8
1.042

34428
CONTADNA

117.6
1.022

34429
GWF_HEP 117.6

1.022

34521
LEPRNOFD 116.5

1.013 34430
HENRETTA

116.2
1.010

Oakhurst
Chowchilla

Balch

Piedra 2

70 kV

Corcoran
230 kV

South Fresno 115 kV

15 13

1

50  8
 

1

50  8
 

1

12
9

 1
6 

1

27
 9 1

47
 9 1

34
17 1

50  5

1

50  5

1

0 9

v

0
9

v

28  6

1

31  6
 

2

24  5
 

3

4 4

1

37  7

1

38  8

2

5 2

1

3
2

1
9
2 1

25
 5 1
22
 5 2
23
 5 3

6 4

1

14 12

1

25  5
 

1

25  5
 

2 38
 7 1

36  7
 

3

43
 9 1
36
 7 2

26
 5 3

30
 6 2
20
 4 3

26
 5 

3

3 2

1

42  8

1

52 11

2

43  9

3

50 10

1 44  9

3

16  3

1

3 1

1

3
3 1

16  9
 

1

8
6 1

24
 5 4
29
 6 5

49 10

2

1.000 1.000

1.
00

0
1.

00
0

1.
00

0

1.
00

0

1.
00

0
1.

00
0

1.017

1.
00

0

45
5

 4
0

457 41

159
 25

16
0

 2
5

13
4

 2
1

13
4

 2
1

22
0

 3
5

22
1

 3
5

59 13

15  5

15
 5

44 10

44
10

163
 26

163
 26
36
59

36 59

474
 64

47
4

 6
4

249
 40

249
 40

446
 40

44
7

 4
0

37
3

 3
3

163
 20

451
 40

451
 40

366
 33

366
 33

95
12

94
11

215
 23

21
4

 2
2

169
 18

16
7

 1
8

88
6

 4
3

87
8

 4
5

1261
  63
1106
  57
1196
  59

131
 54

459
 41

460
 41

459
 41

460
 41

539
 65

539
 66

529
 64

530
 64 279

 57
279
 57

126
 21
217
 49

38
4

 4
7

38
5

 4
7

36
6

 4
4

36
6

 4
4

33
2

 4
0

33
2

 4
0

25
2

 2
2

47
1

 4
2

11
4

 1
8

11
3

 1
8

363
 44

362
 44

36
0

 3
2

359
 32

22
7

 3
6

22
7

 3
6

12
5

 2
0

12
6

 2
0

30
4

 4
8

29  8

189
 36

188
 36

44
 8

43  8

46  9

45
 9

211
 34

21
2

 3
4

120
 20

122
 20

278
 46

27
8

 4
6

158
 36

158
 36

27
8

 4
4

27
9

 4
4

18  6
18  6

19
5

 3
1

196 31

179
 60

179
 60 179

 41
179
 41

23
 5

23
 5

27
2

 3
4

274
 35

303
 37

303
 37 18

9
 3

0
19

1
 3

0
10

1
 1

6

102
 16

15
5

 3
5

106
 3110

9
 3

2

102
 15

380
 34

38
2

 3
4

35
8

 3
2

35
8

 3
2

70 11
70 11

21
0

 1
9

APPENDIX D - STEADY STATE POWER FLOW PLOTS

APPENDIX D - 16



PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 013:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:36 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 014:  Normal Conditions amps/rate

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:36 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 015:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:37 2008   cases\sumpk\2011sumpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 San Joaquin Valley Summer Peak Post-Project Case

PATH15=  111 MW(S-N) PATH26= 4000 MW(N-S) PDCI= 2500 MW(N-S) COI= 4801 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Peak Post-Project COD

Plot 016:  Normal Conditions amps/rate

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:38 2008   cases\sumpk\2011sumpk_q128_pst.sav

34474

HELM

74.42

1.063

34556

STRD JCT

34562
SCHLNDLR

73.88

1.055

34564

STROUD

73.61

1.052

34473

SNJQTP

34475

AGRCJCT

34476

AGRICO

75.01

1.072

34472

SAN JOQN

74.49

1.064

34471

SNJQJCT

34484

KERMAN

73.61

1.052

34480

KEARNEY

75.00

1.071

34512
CARUTHRS

72.56
1.037

34482

OLDKERN

74.98

1.071 34466

BIOLA

72.06

1.029

34468

BOWLES

73.56

1.051

34264

EL PECO

69.66

0.995

34254

TRIGO

70.48

1.007

34255

TRIGO J

70.46

1.007

34237
CANANDGA

70.46
1.007

34238

BONITA

69.04

0.986

34469
GFFNJCT

74.46
1.064

34271

WSTLDJCT

74.64

1.066

34172

WESTLAND

74.55

1.065

34269
BIOMSJCT

75.68
1.081

34270
BIOMASS

76.26
1.089

34268

MENDOTA

75.35

1.076

34240

GLASS

70.46

1.007

34252

MADERA

70.70

1.010

POSO J2

72.56

34256

BORDEN

70.96

1.014

34267

TOMATAK

73.86

1.055

34266

FIREBAGH

73.67

1.052

34234

POSO J1

73.60

1.051

34200

ORO LOMA

72.98

1.043

34470

GIFFEN

74.31

1.062

34202

MERCED

71.99

1.028

34262
CASSIDY

34454
RIVERROC

69.38
0.991

34464
COPPRMNE

69.20
0.989

34478
TVY VLLY

69.70
0.996

REEDLEY
71.29

34490

PARLIER

71.52

1.022

34487
SNGRJCT

72.89
1.041

34488

SANGER

72.90

1.041

AGRICO
14.21

KEARNEY

231.9

BORDEN

231.1

34144

MERCED

119.1

1.036

REEDLEY
117.2

34481

FRWWTAP

75.01

1.072

34203
ELNIDOTP 72.50

1.036

34522

HNFRD SW

70.06

1.001

34456

HRDWK TP

70.05

1.001

34576

KNGLOBUS

70.80

1.011

34518

LEMOORE

72.35

1.034

FRESNO AREA 70 KV SYSTEM

Calflax
Pleasant Valley

2

Dos Palos

Mercy Springs

Merced Falls

1 2

Wishon

Dinuba

Orosi

Bank 1

230 kV

115 kV

115 kV

115 kV

Camden

21.8
 8.5 1

37.5
 2.0 1

9
12

18
 3 3
44
 6 4 9

01

15
 6 2
8
3 3

1
3

 
4
 

1

1
2
.
9

 
2
.
6
 

1

6
.
3

1
.
3

1

3
.
9

0
.
8

2

1
9
.
1

 
3
.
9

1

1
1
.
6

 
2
.
3

2

19.3
 3.9 

1

1
8
.
4

 
3
.
7
 

1

7
.
4

1
.
5

3

2
1
.
4

 
4
.
3
 

1

1
8
.
0

 
3
.
7

1

9
.
7

2
.
0

1

1
4
.
1

 
2
.
9
 

1

3
.
2

0
.
8

1

7.6
5.7

1

9
.
1

4
.
9

1

9
.
4

1
.
9

1

6
.
4

5
.
0

1

1
0
.
9

 
2
.
2
 

1

14.1
 2.9 1

22.6
 4.6 1

1
9
.
9

 
4
.
0
 

1

2.0
1.8 1

10.1
 2.1 

1

8
0

1

2 1

ss

1.000

1.045

1.000

1.000

1.000

1
.
0
0
0

1
.
0
0
0

1.022

1.000

1.000

1.000

1.000

1
.
0
1
7

1
7
2
.
5

 
5
3
.
1

1
7
2
.
5

 
5
3
.
1

1
5
.
7

 
1
.
7

1
4
.
5

 
4
.
3

4
1
.
5

1
1
.
0

1
0
2
.
7

 
3
0
.
1

1
0
2
.
9

 
3
0
.
2

3
1
3
.
1

 
4
9
.
6

3
1
3
.
4

 
4
9
.
7

5
4
8
.
8

 
8
7
.
0

5
4
8
.
8

 
8
7
.
0

3
1
3
.
1

 
2
6
.
2

3
1
3
.
1

 
2
6
.
2

1
0
3
.
8

 
1
6
.
3

1
0
3
.
6

 
1
6
.
3

2
4
0
.
9

 
6
9
.
5

2
4
0
.
9

 
6
9
.
6

2
4
5
.
3

 
7
6
.
3

2
4
5
.
5

 
7
6
.
3

1
5
6
.
2

 
6
1
.
1

156.6
 61.2

6
6
8
.
9

 
8
0
.
8

5
2
1
.
0

 
6
3
.
2

5
2
1
.
0

 
6
3
.
2

1
7
4
.
6

 
5
1
.
6

1
7
5
.
1

 
5
1
.
8

1
4
3
.
4

 
4
8
.
3

1
4
3
.
9

 
4
8
.
5

1
4
2
.
3

 
4
3
.
8

1
4
2
.
1

 
4
3
.
7

9
5
.
9

1
5
.
3

9
6
.
1

1
5
.
3

6
0
.
8

 
9
.
7

60.9
 9.7

1
2
0
.
3

 
3
7
.
4

1
2
0
.
6

 
3
7
.
5

1
3
9
.
7

 
4
0
.
3

138.8
 40.1

92.8
26.8

9
1
.
9

2
6
.
5

3
8
.
0

1
8
.
5

3
8
.
1

1
8
.
5

8
6
.
4

2
4
.
9

84.1
24.3

175.5
 40.1

175.2
 40.1

178.8
 51.6

1
7
8
.
7

 
5
1
.
6

108.5
 17.3

1
0
8
.
5

 
1
7
.
3

2
2
9
.
4

 
3
6
.
5

2
3
0
.
3

 
3
6
.
7

3
9
8
.
1

 
6
3
.
4

3
9
7
.
7

 
6
3
.
4

1
4
9
.
2

 
2
3
.
8

1
4
9
.
0

 
2
3
.
7

4
7
0
.
0

 
2
8
.
9

2
1
8
.
7

 
6
4
.
7

2
1
9
.
0

 
6
4
.
8

1
6
8
.
0

 
4
9
.
7

1
6
7
.
9

 
4
9
.
7

8
7
.
4

2
5
.
7

8
6
.
8

2
5
.
5

8
6
.
8

3
5
.
7

8
5
.
7

3
5
.
2

2
0
6
.
4

 
4
3
.
2

2
0
0
.
3

 
8
2
.
3

1
2
9
.
3

 
2
9
.
6

7
4
.
7

4
1
.
2

2
0
8
.
2

 
5
1
.
9

1
2
3
.
4

 
3
8
.
0

206.9
 43.3

88.2
23.2

88.0
23.2

70.3
18.5

70.3
18.5

19.0
 7.4

18.5
 7.2

103.4
 40.4

102.9
 40.3

71.3
20.6

7
1
.
7

2
0
.
7

2
3
1
.
3

 
6
6
.
8

231.2
 66.7

72.8
21.0

7
2
.
4

2
0
.
9

110.3
 27.9

219.1
 34.5

2922.8
  95.9

160.5
 36.7

352.8
 48.4

206.8
 21.3

7
0
.
2

 
6
.
8

8
3

8 3

8
7

2
5

8
6

2
5

4 1
0 0

1
6
4

 
3
3

4
7
0

 
2
9

6
9

1
5

3
1
8

 
6
7

1
9
4

 
6
3

7
8

2
4

7
7

2
4

106
 33

106
 33

2
1

0
0

254
 35

149
 44

APPENDIX D - STEADY STATE POWER FLOW PLOTS

APPENDIX D - 20



PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 017:  Normal Conditions MW/MVAR

Rating =  1
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 018:  Normal Conditions amps/rate

Rating =  1
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 019:  Normal Conditions MW/MVAR

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:42 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 020:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:42 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 021:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:43 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 022:  Normal Conditions amps/rate

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:44 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 023:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:45 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Pre-Project Case

PATH15=  -70 MW(S-N) PATH26= 2778 MW(N-S) PDCI= 3097 MW(N-S) COI= 4588 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Pre-Project COD

Plot 024:  Normal Conditions amps/rate

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:46 2008   cases\sprpk\2011sprpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 025:  Normal Conditions MW/MVAR

Rating =  1
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 026:  Normal Conditions amps/rate

Rating =  1

draw\gfresno-230kv.drw
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 027:  Normal Conditions MW/MVAR

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:51 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 028:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:52 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 029:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:53 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 030:  Normal Conditions amps/rate

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:53 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 031:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:54 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Spring Peak Post-Project Case

PATH15=  -83 MW(S-N) PATH26= 2796 MW(N-S) PDCI= 3097 MW(N-S) COI= 4609 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Spring Peak Post-Project COD

Plot 032:  Normal Conditions amps/rate
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draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:55 2008   cases\sprpk\2011sprpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 033:  Normal Conditions MW/MVAR

Rating =  1
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 034:  Normal Conditions amps/rate

Rating =  1

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:58 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 035:  Normal Conditions MW/MVAR

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:58 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 036:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:02:59 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 037:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:00 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 038:  Normal Conditions amps/rate

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:01 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 039:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:01 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 040:  Normal Conditions amps/rate

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:02 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 041:  Normal Conditions MW/MVAR
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 042:  Normal Conditions amps/rate

Rating =  1

draw\gfresno-230kv.drw
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 043:  Normal Conditions MW/MVAR
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 044:  Normal Conditions amps/rate

Rating =  1

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:06 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 045:  Normal Conditions MW/MVAR

Rating =  1

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:07 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 046:  Normal Conditions amps/rate

Rating =  1
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 047:  Normal Conditions MW/MVAR

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:08 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 048:  Normal Conditions amps/rate

Rating =  1

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:08 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 049:  Normal Conditions MW/MVAR

Rating =  3

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:10 2008   cases\winpk\2011winpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 050:  Normal Conditions amps/rate

Rating =  3

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:12 2008   cases\winpk\2011winpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 051:  Normal Conditions MW/MVAR

Rating =  3
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 052:  Normal Conditions amps/rate

Rating =  3
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 053:  Normal Conditions MW/MVAR

Rating =  3

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:14 2008   cases\winpk\2011winpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 054:  Normal Conditions amps/rate

Rating =  3
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 055:  Normal Conditions MW/MVAR

Rating =  3

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:15 2008   cases\winpk\2011winpk_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Pre-Project Case

PATH15= 1231 MW(S-N) PATH26= 1369 MW(N-S) PDCI= 2000 MW(N-S) COI= 1680 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Pre-Project COD

Plot 056:  Normal Conditions amps/rate

Rating =  3

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:17 2008   cases\winpk\2011winpk_q128_pre.sav

34474

HELM

75.54

1.079

34556

STRD JCT

34562
SCHLNDLR

76.18

1.088

34564

STROUD

75.44

1.078

34473

SNJQTP

34475

AGRCJCT

34476

AGRICO

76.04

1.086

34472

SAN JOQN

75.70

1.081

34471

SNJQJCT

34484

KERMAN

75.14

1.073

34480

KEARNEY

74.47

1.064

34512
CARUTHRS

72.98
1.043

34482

OLDKERN

74.46

1.064 34466

BIOLA

73.13

1.045

34468

BOWLES

73.79

1.054

34264

EL PECO

72.34

1.033

34254

TRIGO

72.69

1.038

34255

TRIGO J

72.68

1.038

34237
CANANDGA

72.67
1.038

34238

BONITA

72.05

1.029

34469
GFFNJCT

75.84
1.083

34271

WSTLDJCT

76.20

1.089

34172

WESTLAND

76.13

1.088

34269
BIOMSJCT

76.95
1.099

34270
BIOMASS

77.20
1.103

34268

MENDOTA

76.86

1.098

34240

GLASS

72.67

1.038

34252

MADERA

72.83

1.040

POSO J2

73.41

34256

BORDEN

72.92

1.042

34267

TOMATAK

75.94

1.085

34266

FIREBAGH

75.84

1.083

34234

POSO J1

75.75

1.082

34200

ORO LOMA

75.26

1.075

34470

GIFFEN

75.77

1.082

34202

MERCED

73.15

1.045

34262
CASSIDY

34454
RIVERROC

72.15
1.031

34464
COPPRMNE

72.11
1.030

34478
TVY VLLY

73.01
1.043

REEDLEY
74.03

34490

PARLIER

74.16

1.059

34487
SNGRJCT

74.78
1.068

34488

SANGER

74.86

1.069

AGRICO
14.21

KEARNEY

236.5

BORDEN

236.6

34144

MERCED

122.3

1.063

REEDLEY
121.4

34481

FRWWTAP

74.53

1.065

34203
ELNIDOTP 73.35

1.048

34522

HNFRD SW

73.70

1.053

34456

HRDWK TP

73.15

1.045

34576

KNGLOBUS

72.92

1.042

34518

LEMOORE

74.34

1.062

FRESNO AREA 70 KV SYSTEM

Calflax
Pleasant Valley

2

Dos Palos

Mercy Springs

Merced Falls

1 2

Wishon

Dinuba

Orosi

Bank 1

230 kV

115 kV

115 kV

115 kV

Camden

21.8
 0.1 1

37.5
 8.4 1

9
02

18
 0 3
44
 1 4 9

01

15
 3 2
8
2 3

1
3

 
1
 

1

6
.
2

1
.
3

1

3
.
1

0
.
6

1

1
.
9

0
.
4

2

9
.
1

1
.
8

1

5
.
5

1
.
1

2

9.3
1.9

1

8
.
8

1
.
8

1

3
.
5

0
.
7

3

1
0
.
2

 
2
.
1
 

1

8
.
7

1
.
8

1

4
.
5

0
.
9

1

6
.
5

1
.
3

1

2
.
4

0
.
6

1

5.8
4.4

1

6
.
9

3
.
7

1

4
.
6

0
.
9

1

4
.
9

3
.
8

1

5
.
1

1
.
0

1

6.5
1.3 1

10.7
 2.2 1

9
.
5

1
.
9

1

1.5
1.4 1

4.8
1.0

1

6
0

1

2 1

ss

1.000

1.015

1.000

1.000

1.000

1
.
0
0
0

1
.
0
0
0

1.022

1.000

1.000

1.000

1.000

1
.
0
1
7

4
4
.
2

 
9
.
1

4
3
.
5

 
9
.
0

4
8
.
4

 
5
.
3

4
3
.
2

 
8
.
4

7
9
.
0

1
4
.
1

4
8
.
2

 
9
.
4

4
8
.
4

 
9
.
4

1
4
5
.
5

 
3
0
.
4

1
4
5
.
7

 
3
0
.
5

5
4
3
.
5

 
8
1
.
4

5
4
3
.
6

 
8
1
.
4

1
4
5
.
5

 
1
2
.
2

1
4
5
.
5

 
1
2
.
2

8
5
.
7

 
8
.
8

8
5
.
8

 
8
.
8

1
0
9
.
4

 
2
1
.
4

1
0
9
.
5

 
2
1
.
4

3
9
7
.
9

 
8
3
.
2

3
9
7
.
8

 
8
3
.
2

8
4
.
8

2
8
.
6

85.4
28.8

1
8
4
.
6

 
2
2
.
1

2
4
7
.
5

 
3
0
.
0

2
4
7
.
5

 
3
0
.
0

8
1
.
6

2
0
.
6 8
2
.
1

2
0
.
7

6
8
.
7

1
5
.
4

6
9
.
1

1
5
.
5

6
3
.
5

1
3
.
1

6
3
.
2

1
3
.
0

7
5
.
8

 
7
.
8

7
6
.
0

 
7
.
8

4
1
.
0

 
4
.
2

41.2
 4.2

5
3
.
3

1
0
.
9

5
3
.
5

1
1
.
0

3
6
.
2

 
7
.
1

34.6
 6.8

36.1
 7.1

3
5
.
1

 
6
.
9

2
8
.
4

 
9
.
8

2
8
.
4

 
9
.
9

5
6
.
0

1
0
.
9

54.4
10.6

163.1
 24.4

163.1
 24.4

129.1
 25.3

1
2
8
.
8

 
2
5
.
2

42.0
 4.3

4
2
.
1

 
4
.
3

1
3
2
.
9

 
1
3
.
7

1
3
4
.
0

 
1
3
.
8

1
9
4
.
7

 
2
0
.
1

1
9
4
.
6

 
2
0
.
0

7
3
.
0

 
7
.
5

7
2
.
9

 
7
.
5

1
7
5
.
6

 
1
1
.
1

1
2
8
.
1

 
2
5
.
1

1
2
8
.
5

 
2
5
.
1

9
0
.
1

1
7
.
6

9
0
.
0

1
7
.
6

5
3
.
5

1
0
.
4

5
3
.
0

1
0
.
3

5
3
.
0

1
4
.
8

5
2
.
2

1
4
.
5

6
8
.
5

1
0
.
2

9
5
.
0

2
6
.
5

7
2
.
5

1
0
.
9

3
5
.
5

1
3
.
4

1
9
4
.
9

 
4
9
.
4

1
1
3
.
1

 
2
3
.
4

71.1
10.6

96.0
22.0

95.6
21.9

100.8
 23.1

101.2
 23.1

27.1
 7.1

21.8
 5.7

53.2
13.9

51.7
13.5

59.1
11.6

5
9
.
7

1
1
.
7

1
3
0
.
5

 
2
5
.
5

130.6
 25.5

179.9
 35.2

1
7
9
.
4

 
3
5
.
1

10.2
 1.7

95.4
 9.8

2895.3
  95.0

37.1
 5.6

140.1
 20.0

70.2
 7.5

6
2
.
3

 
6
.
1

2
9
4

 
8
9

293
 89

314
 95

3
1
4

 
9
5

8
4

1
6

8
4

1
6

4 1
0 0

7
6

1
6

1
7
6

 
1
1

6
2

1
3

1
4
8

 
3
2

2
0
8

 
6
9

3
8

 
8

3
5

 
7

42
 9

41
 8

48
10

46
10

46
13

44
12

96
10

61
12

APPENDIX D - STEADY STATE POWER FLOW PLOTS

APPENDIX D - 60



PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 057:  Normal Conditions MW/MVAR

Rating =  3

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:19 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 058:  Normal Conditions amps/rate

Rating =  3

draw\gfresno-230kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:20 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 059:  Normal Conditions MW/MVAR

Rating =  3

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:21 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 060:  Normal Conditions amps/rate

Rating =  3

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:23 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 061:  Normal Conditions MW/MVAR

Rating =  3

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:24 2008   cases\winpk\2011winpk_q128_pst.sav

KAMM

124.0

CANTUA

124.0

34432

WESTLNDS

124.1

1.079

34354

SCHINDLR

124.3

1.081

34149

CHENYT

34148

CHENY

124.0
1.078

34157

PANOCHET

34141

PAN2_TAP

34142

WHD_PAN2

14.52
1.052

34156

MENDOTA

34268
MENDOTA

76.68
1.095

34159

PANOCHEJ

34180

O FRDJCT

34166
O FORD

123.8
1.077

34182
WSTLD1RA

123.9
1.077

34181

WSTLDJCT

34163

LUIS_ 3

123.8
1.076

34183

LUISJCT

34165

LUIS_ 5

123.8

1.076

34158

PANOCHE

124.1

1.079

34164

DFS

122.9

1.069

34200

ORO LOMA

74.99

1.071

34162

ORO LOMA

122.5

1.065

34161

DFSTP

34160

HAMMONDS

123.6

1.074

34186

DG_PAN1

14.57
1.056

34168

EL NIDO

122.2

1.063

34118
LE GRNDJ

30790

PANOCHE

237.3

1.032

34562

SCHLNDLR

75.96

1.085

34178

MADERAPR

34179

MADERA_G

14.04
1.018

34154
DAIRYLND

121.5
1.057

34150
NEWHALL

121.9
1.060

34116

LE GRAND

121.5

1.056

34136
WILSON B

122.5
1.066

34134
WILSON A

122.6
1.066

30800
WILSON

237.9
1.034

34112
E CHEQUR

123.4
1.073

34176

E CHQRTP

115.7

1.006

34306

E CHQUER

13.80

1.000

34101

CERTAN T

120.9

1.051

34100

CHWCHLLA

120.9

1.051

34107

CERTANJ2

120.9

1.051

34103

CHWCGNJT

120.9

1.051

34102
CERTTEED

120.8

1.051

34109
CHWCGN

121.0

1.052

34301
CHOWCOGN

14.21

1.030

34189

STARWD

124.1

1.079

34328
STARGT1

13.73
0.995

34329
STARGT2

13.73
0.995

34111
CHWCHLA2

121.0

1.052

Kerckhoff

Exchequer

70 kV

Yosemite 115 kV

1

1

1

7
4
.
0

 
5
.
5
 

1

1

60.9
 2.9 1

60.9
 2.9 2

13
 6 1

3
.
0

1
.
3

1

8
.
0

1
.
6

1

0
.
9

0
.
2

18

0
.
7

0
.
2

16

6.0

1.2
1

3.0
1.3

1

2.3
0.5

1

2.5
0.6

1

2
.
6

0
.
6

1

1
.
0

0
.
8

1

4
.
5

0
.
9

1

5
.
7

1
.
2

1

6
.
9

1
.
4

2

11.9

 2.4
1

3.9

0.8
2

4.9

1.0
3

6
.
2

1
.
3

1

7.6
5.3

1

4.7
0.9

1

6.4
1.3

2

1
1

ss

1
1

ss

2
1

ss

ss

1.000

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1.000

1.000

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

1
.
0
0
0

6
.
2

2
.
6

1
.
8

3
.
0

3.2
3.9

3
.
2

0
.
8

0
.
0

0
.
0

0.0
0.0

29.8
12.6

29.8
12.6

2
9
.
8

1
2
.
6

3.0
1.0

7
.
4

0
.
5

5
.
1

0
.
1

2.5
0.1

2
.
6

0
.
5

58.2
 0.6

1
.
0

0
.
7

41.8
 2.5

4
1
.
7

 
2
.
5

2
4
.
8

 
1
.
7

4
3
.
1

 
1
.
8

47.9
 0.7

4
7
.
7

 
0
.
9

0.0
0.0

1
0
.
4

 
1
.
2

10.4
 1.5

1
6
.
9

 
4
.
9

1
6
.
7

 
3
.
1

4
.
1

5
.
7

4.1
5.2

9.2
2.2

9
.
1

1
.
3

9.1
3.0

9
.
1

2
.
9

3.5
2.6

3
.
5

3
.
4

5.7
4.9

6.0
1.0

6.0
1.2

1
9
.
2

 
1
.
9

0.0
0.0

0.0
0.0

1
9
.
1

 
3
.
0

19.1
 3.1

10.3
 1.4

1.6
0.1

1
.
6

1
.
1

4.1
4.5

26.1
12.1

26.1
12.1

52.5
29.3

5
3
.
2

2
8
.
1

22.6
35.1

22.7
35.3

51.1
11.9

4
9
.
0

1
4
.
2

51.1
11.9

5
1
.
1

1
1
.
2

7
3
.
7

1
1
.
6

2
2
.
6

 
0
.
4

1
2
.
0

1
3
.
8

1
2
.
1

1
4
.
6

 
9
.
2

1
3
.
5

 9.2
13.5

2
.
9

1
.
1

2
.
9

1
.
1

2
.
9

1
.
1

7
.
6

5
.
2

7.6
5.3

1
0
.
5

 
4
.
0

10.5
 3.9

0.0
0.0

20.2
11.3

119.9
 15.7

59.9
 7.8

59.9
 7.8

1
9

2
9

3
4

10
20

2
0

10
 4

APPENDIX D - STEADY STATE POWER FLOW PLOTS

APPENDIX D - 65



PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 062:  Normal Conditions amps/rate

Rating =  3

draw\yosemite-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:24 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 063:  Normal Conditions MW/MVAR

Rating =  3

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:25 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Winter Peak Post-Project Case

PATH15= 1214 MW(S-N) PATH26= 1389 MW(N-S) PDCI= 2000 MW(N-S) COI= 1701 MW(N-S)

Q128 600 MW at McCall 230 kV - 2011 Winter Peak Post-Project COD

Plot 064:  Normal Conditions amps/rate

Rating =  3

draw\fresno-70kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:26 2008   cases\winpk\2011winpk_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 065:  Manchester - Sanger 115 kV Line Outage MW/MVAR

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:30 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 066:  Manchester - Sanger 115 kV Line Outage amps/rate

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:31 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 067:  Manchester - Sanger 115 kV Line Outage MW/MVAR

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:33 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 068:  Manchester - Sanger 115 kV Line Outage amps/rate

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:34 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 069:  McCall - Sanger 1 115 kV Line Outage MW/MVAR

Rating =  2
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General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:36 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Pre-Project Case

PATH15= 5260 MW(S-N) PATH26= -490 MW(N-S) PDCI=-1846 MW(N-S) COI=-3666 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Pre-Project COD

Plot 070:  McCall - Sanger 1 115 kV Line Outage amps/rate

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:37 2008   cases\sumop\2011sumop_q128_pre.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 071:  McCall - Sanger 1 115 kV Line Outage MW/MVAR

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:39 2008   cases\sumop\2011sumop_q128_pst.sav
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PG&E 2007 CASE SERIES: 2011 Summer Off Peak Post-Project Case

PATH15= 5184 MW(S-N) PATH26= -505 MW(N-S) PDCI=-1846 MW(N-S) COI=-3610 MW(N-S)

Q128 565 MW at McCall 230 kV - 2011 Summer Off Peak Post-Project COD

Plot 072:  McCall - Sanger 1 115 kV Line Outage amps/rate

Rating =  2

draw\sfresno-115kv.drw

General Electric International, Inc.  PSLF Program   Thu Jun 05 11:03:40 2008   cases\sumop\2011sumop_q128_pst.sav
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Appendix E - 1 

Machine Data for CT 1-2:  Model: GENTPF 

Variable Description Value 

Tdop D-axis transient rotor time constant, sec 10.48 
Tppdo D-axis sub-transient rotor time constant, sec 0.048 
Tpqo Q-axis transient rotor time constant, sec 1.164 
Tppqo Q-axis sub-transient rotor time constant, sec 0.085 
H Inertia constant, sec 5.8 
D Damping factor, pu 0.00 
Ld D-axis synchronous reactance, pu 1.639 
Lq Q-axis synchronous reactance, pu 1.5965 
Lpd D-axis transient reactance, pu 0.204 
Lpq Q-axis transient reactance, pu 0.3606 
Lppd D-axis subtransient reactance, pu 0.1502 
Lppq Q-axis subtransient reactance, pu 0.1481 
Ll Stator leakage reactance, pu 0.1406 
s1 Saturation factor at 1 pu flux 0.05133 
s12 Saturation factor at 1.2 pu flux 0.45785 
Ra Stator resistance, pu 0.00072 
Rcomp Compounding resistance voltage control, pu 0.00 
Xcomp Compounding reactance voltage control, pu 0.00 



Appendix E - 2 

Machine Data for ST:  Model: GENTPF 

Variable Description Value 

Tdop D-axis transient rotor time constant, sec 10.48 
Tppdo D-axis sub-transient rotor time constant, sec 0.048 
Tpqo Q-axis transient rotor time constant, sec 1.164 
Tppqo Q-axis sub-transient rotor time constant, sec 0.083 
H Inertia constant, sec 7.6 
D Damping factor, pu 0.00 
Ld D-axis synchronous reactance, pu 1.788 
Lq Q-axis synchronous reactance, pu 1.7416 
Lpd D-axis transient reactance, pu 0.2225 
Lpq Q-axis transient reactance, pu 0.3832 
Lppd D-axis subtransient reactance, pu 0.1638 
Lppq Q-axis subtransient reactance, pu 0.1616 
Ll Stator leakage reactance, pu 0.1534 
s1 Saturation factor at 1 pu flux 0.186 
s12 Saturation factor at 1.2 pu flux 0.519 
Ra Stator resistance, pu 0.00072 
Rcomp Compounding resistance voltage control, pu 0.00 
Xcomp Compounding reactance voltage control, pu 0.00 



Appendix E - 3 

Excitation Data for CT 1-2 and ST: Model: EXAC2 

Note: The model requested, EXAC2A, is not directly available in PSLF.  The EXAC2 
model was used with Kl set to its minimum value of 0.1 and Vlr set to 9999. 

Variable Description Value 

Tr Voltage transducer time constant, sec 0.0 
Tb Lag time constant, sec 1.0 
Tc Lead time constant, sec 1.0 
Ka Voltage regulator gain 400 
Ta Voltage regulator time constant, sec 0.02 
Vamax Maximum control element, p.u. 115 
Vamin Minimum control element, p.u. -115 
Kb Exciter field current controller gain, p.u. 1.0 
Vrmax Maximum controller output, p.u. 47.9 
Vrmin Minimum controller output, p.u. -38.3 
Te Exciter time constant, sec 0.80 
Kl Exciter field current limiter gain, p.u. 0.1 
Kh Exciter field current feedback gain, p.u. 0.0 
Kf Rate feedback gain 0.03 
Tf Rate feedback time constant, sec 1.0 
Kc Rectifier regulation factor, p.u. 0.64 
Kd Exciter internal reactance, p.u. 2.48 
Ke Exciter field resistance constant, p.u. 1.0 
Vlr Maximum exciter field current, p.u. 9999. 
E1 Exciter flux at knee of curve, p.u. 4.53 
Se1 Saturation factor at knee 0.07 
E2 Maximum exciter, p.u. 6.04 
Se2 Saturation factor at max flux 0.22 



Appendix E - 4 

PSS Data for CT 1-2 and ST:  Model: PSS2a 

Variable Description Value 

j1 Input signal #1 code 1 
k1 Input signal #1 remote bus number 0 
j2 Input signal #2 code 0 
k2 Input signal #2 remote bus number 0 
tw1 First washout on signal #1, sec 10 
tw2 First washout on signal #1, sec 10 
tw3 First washout on signal #2, sec 10 
tw4 First washout on signal #2, sec 0.00 
t6 Time constant on signal #1, sec 0.00 
t7 Time constant on signal #2, sec 10 
ks2 Gain signal #2 0.775 
ks3 Gain signal #2 1.00 
ks4 Gain signal #2 0 
t8 Lead of ramp tracking filter 0.3 
t9 Lag of ramp tracking filter 0.15 
N Order of ramp tracking filter 4 
M Order of ramp tracking filter 2 
ks1 Stabilizer gain -1.2 
t1 Lead/lag time constants, sec 0.6 
t2 Lead/lag time constants, sec 0.069 
t3 Lead/lag time constants, sec 0.6 
t4 Lead/lag time constants, sec 0.069 
vstmax Stabilizer output max limit, p.u. 0.05 
vstmin Stabilizer output min limit, p.u. -0.05 



Appendix E - 5 

Governor Data for CT 1-2:  Model: GGOV1 

Variable Description Value 

R Permanent droop, p.u. 0.04 
Rselect Selection for feedback signal for droop 1 
Tpelec Electrical power transducer time constant, sec 0.1 
Maxerr Maximum value of speed error signal .05 
Minerr Minimum value of speed error signal -.05 
Kpgov Governor proportional gain 18.4 
Kigov Governor integral gain 3.1 
Kdgov Governor derivative gain 0 
Tdgov Governor derivative controller time constant, sec 1 
Vmax Maximum valve position limit 1. 
Vmin Minimum valve position limit 0 
Tact Actuator time constant, sec 0.3 
Kturb Valve-to-power gain 1.24 
Wfnl No load fuel flow, p.u. 0.196 
Tb Power development lag time constant 0.59 
Tc Power development lead time constant 0 
Flag Switch for turbine output 0 
Teng Transport lag time constant for diesel engine 0 
Tfload Load limiter time constant 3 
Kpload Load limiter proportional gain for PI controller 2 
Kiload Load limiter integral gain for PI controller 0.67 
Ldref Load limiter reference value, p.u. 10 
Dm Mechanical damping coefficient, p.u. 0.0 
Ropen Maximum valve opening rate, p.u./sec .1 
Rclose Minimum valve closing rate, p.u./sec -.1 
Kimw Power controller (reset) gain 0.0 
Pmwset Power controller setpoint, MW 186 
aset Acceleration limiter setpoint, p.u./sec 0.01 
Ka Acceleration limiter Gain 10.0 
Ta Acceleration limiter time constant, sec 0.1 
Db Speed governor dead band 0.0 
Tsa Temperature detection lead time constant, sec 4 
Tsb Temperature detection lag time constant, sec 5 
Rup Maximum rate of load limit increase 99 
Rdown Maximum rate of load limit decrease -99 
Tbd Speed Ratio Valve and Fuel Supply lag time constant, sec 0.0 
Tcd Speed Ratio Valve and Fuel Supply lead time constant, sec 0.0 



Appendix E - 6 

 Governor Data for ST:  Model: IEEEG1 

Variable Description Value 

K Governor gain 20 
T1 Governor lag time constant, sec. 0 
T2 Governor lead time constant, sec. 0 
T3 Valve positioner time constant, sec. 0.08 
Uo Maximum valve opening velocity, p.u./sec. 0.67 
Uc Maximum valve closing velocity, p.u./sec (< 0.) -0.67 
Pmax Maximum valve opening, p.u. of mwcap. 1.0 
Pmin Minimum valve opening, p.u. of mwcap 0.00 
T4 Inlet piping/steam bowl time constant, sec. 0.3 
K1 Fraction of hp shaft power after first boiler pass 0.2 
K2 Fraction of lp shaft power after first boiler pass 0 
T5 Time constant of second boiler pass, sec 10 
K3 Fraction of hp shaft power after second boiler pass 0.35 
K4 Fraction of lp shaft power after second boiler pass 0 
T6 Time constant of third boiler pass, sec. 0.6 
K5 Fraction of hp shaft power after third boiler pass 0.45 
K6 Fraction of lp shaft power after third boiler pass 0 
T7 Time constant of fourth boiler pass, sec 0 
K7 Fraction of hp shaft power after fourth boiler pass 0 
K8 Fraction of lp shaft power after fourth boiler pass 0 
Db1 Intentional deadband width, Hz. 0 
Eps Intentional db hysteresis, Hz. 0 
Db2 Unintentional deadband, MW 0 
Gv1 Nonlinear gain point 1, p.u. gv 0 
Pgv1 Nonlinear gain point 1, p.u. power 0 
Gv2 Nonlinear gain point 2, p.u. gv 0 
Pgv Nonlinear gain point 2, p.u. power 0 
Gv3 Nonlinear gain point 3, p.u. gv 0 
Pgv3 Nonlinear gain point 3, p.u. power 0 
Gv4 Nonlinear gain point 4, p.u. gv 0 
Pgv4 Nonlinear gain point 4, p.u. power 0 
Gv5 Nonlinear gain point 5, p.u. gv 0 
Pgv5 Nonlinear gain point 5, p.u. power 0 
Gv6 Nonlinear gain point 6, p.u. gv 0 
Pgv6 Nonlinear gain point 6, p.u. power 0 
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0.98

1.00

1.01

1.03

1.05

1.07

1.08

1.10

1.12

1.13

1.15

    0.9800 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-13

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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0.96

0.98

0.99

1.01

1.03

1.04

1.06

1.08

1.10

1.11

1.13

    0.9600 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-14

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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59.94

59.95

59.96

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.03

   59.9400 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-15

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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59.94

59.95

59.96

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.03

   59.9400 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-16

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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59.94

59.95

59.96

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.03

   59.9400 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-17

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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59.94

59.95

59.96

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.03

   59.9400 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0300
   59.9400 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-18

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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47.95

58.48

69.01

79.55

90.08

100.61

111.14

121.67

132.21

142.74

153.27

   47.9500 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  153.2700
   47.9500 ang        50499      GMS G5  13.8       0               0.0 "1"   1  153.2700
   47.9500 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  153.2700
   47.9500 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  153.2700
   47.9500 ang        44071    JDA 0102  13.8       0               0.0"01"   1  153.2700
   47.9500 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  153.2700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-19

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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7.54

21.76

35.99

50.21

64.44

78.66

92.88

107.11

121.33

135.56

149.78

    7.5400 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  149.7800
    7.5400 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  149.7800
    7.5400 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  149.7800
    7.5400 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  149.7800
    7.5400 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  149.7800
    7.5400 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  149.7800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-20

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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-10.00

20.20

50.40

80.60

110.80

141.00

171.20

201.40

231.60

261.80

292.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  292.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  292.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  292.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-21

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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-141.00

-101.40

-61.80

-22.20

17.40

57.00

96.60

136.20

175.80

215.40

255.00

 -141.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  255.0000
 -141.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  255.0000
 -141.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  255.0000
 -141.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  255.0000
 -141.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  255.0000
 -141.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  255.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-22

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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-19.00

0.70

20.40

40.10

59.80

79.50

99.20

118.90

138.60

158.30

178.00

  -19.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  178.0000
  -19.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  178.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-23

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Q128 No Fault Load Rejection
No Fault Load Rejection
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-24

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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59.79

59.86

59.93

60.01

60.08

60.15

60.22

60.29

60.37

60.44

60.51

   59.7900 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.7900 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.7900 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.7900 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.7900 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.7900 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-25

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.15

0.25

0.35

0.44

0.54

0.64

0.74

0.84

0.93

1.03

1.13

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1300
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1300
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-26

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.49

0.55

0.62

0.68

0.74

0.81

0.87

0.93

0.99

1.06

1.12

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1200
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-27

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.98

0.98

0.99

0.99

1.00

1.00

1.01

1.01

1.01

1.02

1.02

    0.9805 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0233
    0.9805 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0233
    0.9805 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0233
    0.9805 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0233
    0.9805 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0233
    0.9805 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0233

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-28

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.98

0.99

0.99

0.99

1.00

1.00

1.00

1.01

1.01

1.02

1.02

    0.9828 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0197
    0.9828 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0197

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-29

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.32

34.01

67.69

101.38

135.06

168.75

202.43

236.12

269.80

303.49

337.17

    0.3200 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  337.1700
    0.3200 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  337.1700
    0.3200 pg         34687     Q128STG  16.5       0               0.0 "1"   1  337.1700
    0.3200 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  337.1700
    0.3200 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  337.1700
    0.3200 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  337.1700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-30

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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6.97

18.65

30.34

42.03

53.71

65.39

77.08

88.76

100.45

112.13

123.82

    6.9700 pg         34610        HAAS  13.8       0               0.0 "1"   1  123.8200
    6.9700 pg         34610        HAAS  13.8       0               0.0 "2"   1  123.8200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-31

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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-1.43

38.17

77.77

117.37

156.97

196.57

236.18

275.78

315.38

354.98

394.58

   -1.4300 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
   -1.4300 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
   -1.4300 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
   -1.4300 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
   -1.4300 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
   -1.4300 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-32

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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5.85

15.86

25.87

35.89

45.90

55.91

65.92

75.93

85.95

95.96

105.97

    5.8500 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
    5.8500 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-33

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-34

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.96

0.98

1.00

1.01

1.03

1.05

1.07

1.09

1.10

1.12

1.14

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-35

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-36

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-37

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-38

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-39

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-40

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-41

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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45.80

56.47

67.14

77.81

88.48

99.15

109.81

120.48

131.15

141.82

152.49

   45.8000 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  152.4900
   45.8000 ang        50499      GMS G5  13.8       0               0.0 "1"   1  152.4900
   45.8000 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  152.4900
   45.8000 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  152.4900
   45.8000 ang        44071    JDA 0102  13.8       0               0.0"01"   1  152.4900
   45.8000 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  152.4900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-42

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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5.32

19.38

33.44

47.50

61.56

75.62

89.69

103.75

117.81

131.87

145.93

    5.3200 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  145.9300
    5.3200 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  145.9300
    5.3200 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  145.9300
    5.3200 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  145.9300
    5.3200 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  145.9300
    5.3200 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  145.9300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-43

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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-10.00

84.80

179.60

274.40

369.20

464.00

558.80

653.60

748.40

843.20

938.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  938.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  938.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  938.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  938.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  938.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  938.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-44

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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-101.00

-61.90

-22.80

16.30

55.40

94.50

133.60

172.70

211.80

250.90

290.00

 -101.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  290.0000
 -101.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  290.0000
 -101.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  290.0000
 -101.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  290.0000
 -101.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  290.0000
 -101.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  290.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-45

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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-30.00

-1.80

26.40

54.60

82.80

111.00

139.20

167.40

195.60

223.80

252.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  252.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  252.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-46

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Q128 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Q128 230kV line
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-47

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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59.80

59.84

59.89

59.93

59.98

60.02

60.06

60.11

60.15

60.20

60.24

   59.8000 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.2400
   59.8000 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.2400
   59.8000 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.2400
   59.8000 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.2400
   59.8000 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.2400
   59.8000 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.2400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-48

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.26

0.35

0.43

0.52

0.61

0.69

0.78

0.87

0.96

1.04

1.13

    0.2600 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1300
    0.2600 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1300
    0.2600 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1300
    0.2600 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1300
    0.2600 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1300
    0.2600 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-49

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:35:44 2008

Page 3

3pQ128McCl.chf



0.55

0.61

0.66

0.72

0.77

0.83

0.89

0.94

1.00

1.05

1.11

    0.5500 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1100
    0.5500 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-50

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.98

0.99

0.99

0.99

1.00

1.00

1.00

1.01

1.01

1.02

1.02

    0.9835 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0193
    0.9835 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0193
    0.9835 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0193
    0.9835 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0193
    0.9835 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0193
    0.9835 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0193

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-51

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.99

0.99

0.99

0.99

1.00

1.00

1.00

1.01

1.01

1.01

1.02

    0.9856 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0167
    0.9856 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0167

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-52

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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5.06

37.10

69.14

101.19

133.23

165.27

197.31

229.35

261.40

293.44

325.48

    5.0600 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  325.4800
    5.0600 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  325.4800
    5.0600 pg         34687     Q128STG  16.5       0               0.0 "1"   1  325.4800
    5.0600 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  325.4800
    5.0600 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  325.4800
    5.0600 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  325.4800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-53

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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19.06

28.40

37.74

47.09

56.43

65.77

75.11

84.45

93.80

103.14

112.48

   19.0600 pg         34610        HAAS  13.8       0               0.0 "1"   1  112.4800
   19.0600 pg         34610        HAAS  13.8       0               0.0 "2"   1  112.4800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-54

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.19

39.95

79.70

119.46

159.21

198.97

238.73

278.48

318.24

357.99

397.75

    0.1900 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  397.7500
    0.1900 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  397.7500
    0.1900 qg         34687     Q128STG  16.5       0               0.0 "1"   1  397.7500
    0.1900 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  397.7500
    0.1900 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  397.7500
    0.1900 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  397.7500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-55

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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6.55

16.13

25.72

35.30

44.89

54.47

64.05

73.64

83.22

92.81

102.39

    6.5500 qg         34610        HAAS  13.8       0               0.0 "1"   1  102.3900
    6.5500 qg         34610        HAAS  13.8       0               0.0 "2"   1  102.3900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-56

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.99

1.00

1.02

1.03

1.05

1.07

1.08

1.10

1.11

1.13

1.14

    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9900 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9900 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9900 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9900 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9900 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-57

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.97

0.99

1.00

1.02

1.04

1.06

1.07

1.09

1.11

1.12

1.14

    0.9700 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9700 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9700 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9700 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9700 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9700 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-58

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-59

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-60

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-61

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-62

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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59.96

59.97

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.02

60.03

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-63

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-64

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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46.20

56.77

67.34

77.90

88.47

99.04

109.61

120.18

130.74

141.31

151.88

   46.2000 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  151.8800
   46.2000 ang        50499      GMS G5  13.8       0               0.0 "1"   1  151.8800
   46.2000 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  151.8800
   46.2000 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  151.8800
   46.2000 ang        44071    JDA 0102  13.8       0               0.0"01"   1  151.8800
   46.2000 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  151.8800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-65

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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5.62

19.61

33.59

47.58

61.56

75.55

89.54

103.52

117.51

131.49

145.48

    5.6200 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  145.4800
    5.6200 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  145.4800
    5.6200 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  145.4800
    5.6200 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  145.4800
    5.6200 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  145.4800
    5.6200 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  145.4800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-66

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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-10.00

83.40

176.80

270.20

363.60

457.00

550.40

643.80

737.20

830.60

924.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  924.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  924.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  924.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  924.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  924.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  924.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-67

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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-92.00

-53.90

-15.80

22.30

60.40

98.50

136.60

174.70

212.80

250.90

289.00

  -92.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  289.0000
  -92.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  289.0000
  -92.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  289.0000
  -92.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  289.0000
  -92.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  289.0000
  -92.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  289.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-68

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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-28.00

-2.20

23.60

49.40

75.20

101.00

126.80

152.60

178.40

204.20

230.00

  -28.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  230.0000
  -28.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  230.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-69

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-P0615 230kV Line Outage
3 ph 6 cyc flt @ Q128 230kV bus & clr McCall-Q128 230kV line
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-70

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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59.76

59.83

59.91

59.98

60.06

60.13

60.21

60.28

60.36

60.43

60.51

   59.7600 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-71

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.15

0.25

0.35

0.44

0.54

0.64

0.74

0.84

0.93

1.03

1.13

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1300
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1300
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1300
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-72

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.49

0.55

0.62

0.68

0.74

0.81

0.87

0.93

0.99

1.06

1.12

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1200
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-73

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:10 2008

Page 4

3pMcCHlm.chf



0.98

0.99

0.99

0.99

1.00

1.00

1.01

1.01

1.01

1.02

1.02

    0.9811 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0233
    0.9811 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0233
    0.9811 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0233
    0.9811 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0233
    0.9811 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0233
    0.9811 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0233

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-74

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.98

0.99

0.99

0.99

1.00

1.00

1.01

1.01

1.01

1.02

1.02

    0.9840 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0197
    0.9840 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0197

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-75

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.32

34.67

69.03

103.38

137.74

172.09

206.44

240.80

275.15

309.51

343.86

    0.3200 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  343.8600
    0.3200 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  343.8600
    0.3200 pg         34687     Q128STG  16.5       0               0.0 "1"   1  343.8600
    0.3200 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  343.8600
    0.3200 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  343.8600
    0.3200 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  343.8600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-76

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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6.97

18.31

29.65

40.99

52.33

63.67

75.01

86.35

97.69

109.03

120.37

    6.9700 pg         34610        HAAS  13.8       0               0.0 "1"   1  120.3700
    6.9700 pg         34610        HAAS  13.8       0               0.0 "2"   1  120.3700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-77

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.43

39.85

79.26

118.68

158.09

197.51

236.92

276.33

315.75

355.17

394.58

    0.4300 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
    0.4300 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
    0.4300 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
    0.4300 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
    0.4300 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
    0.4300 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-78

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:11 2008

Page 9

3pMcCHlm.chf



6.09

16.08

26.07

36.05

46.04

56.03

66.02

76.01

85.99

95.98

105.97

    6.0900 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
    6.0900 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-79

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-80

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.96

0.98

1.00

1.01

1.03

1.05

1.07

1.09

1.10

1.12

1.14

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-81

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.99

1.01

1.02

1.04

1.06

1.08

1.09

1.11

1.13

1.14

1.16

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-82

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-83

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-84

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:11 2008

Page 15

3pMcCHlm.chf



59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-85

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-86

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-87

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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45.82

56.52

67.22

77.93

88.63

99.33

110.03

120.73

131.44

142.14

152.84

   45.8200 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  152.8400
   45.8200 ang        50499      GMS G5  13.8       0               0.0 "1"   1  152.8400
   45.8200 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  152.8400
   45.8200 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  152.8400
   45.8200 ang        44071    JDA 0102  13.8       0               0.0"01"   1  152.8400
   45.8200 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  152.8400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-88

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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4.67

18.83

32.98

47.14

61.29

75.45

89.61

103.76

117.92

132.07

146.23

    4.6700 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  146.2300
    4.6700 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  146.2300
    4.6700 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  146.2300
    4.6700 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  146.2300
    4.6700 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  146.2300
    4.6700 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  146.2300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-89

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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-10.00

37.80

85.60

133.40

181.20

229.00

276.80

324.60

372.40

420.20

468.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  468.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  468.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  468.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  468.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  468.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  468.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-90

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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-101.00

-54.20

-7.40

39.40

86.20

133.00

179.80

226.60

273.40

320.20

367.00

 -101.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  367.0000
 -101.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  367.0000
 -101.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  367.0000
 -101.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  367.0000
 -101.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  367.0000
 -101.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  367.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-91

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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-30.00

-2.50

25.00

52.50

80.00

107.50

135.00

162.50

190.00

217.50

245.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  245.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  245.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-92

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm 230kV line
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-93

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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59.90

59.93

59.96

59.99

60.02

60.04

60.07

60.10

60.13

60.16

60.19

   59.9000 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.1900
   59.9000 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.1900
   59.9000 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.1900
   59.9000 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.1900
   59.9000 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.1900
   59.9000 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.1900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-94

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.73

0.77

0.81

0.84

0.88

0.92

0.96

1.00

1.03

1.07

1.11

    0.7300 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1100
    0.7300 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1100
    0.7300 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-95

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.84

0.87

0.89

0.92

0.95

0.98

1.00

1.03

1.06

1.08

1.11

    0.8400 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1100
    0.8400 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-96

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.99

0.99

1.00

1.00

1.00

1.00

1.00

1.00

1.01

1.01

1.01

    0.9920 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0083
    0.9920 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0083
    0.9920 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0083

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-97

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.99

0.99

1.00

1.00

1.00

1.00

1.00

1.00

1.01

1.01

1.01

    0.9927 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0081
    0.9927 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0081

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-98

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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38.89

57.94

77.00

96.06

115.11

134.17

153.22

172.28

191.33

210.38

229.44

   38.8900 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  229.4400
   38.8900 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  229.4400
   38.8900 pg         34687     Q128STG  16.5       0               0.0 "1"   1  229.4400
   38.8900 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  229.4400
   38.8900 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  229.4400
   38.8900 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  229.4400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-99

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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55.48

58.06

60.64

63.22

65.80

68.38

70.95

73.53

76.11

78.69

81.27

   55.4800 pg         34610        HAAS  13.8       0               0.0 "1"   1   81.2700
   55.4800 pg         34610        HAAS  13.8       0               0.0 "2"   1   81.2700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-100

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.50

18.66

36.81

54.97

73.13

91.29

109.44

127.60

145.76

163.91

182.07

    0.5000 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         34687     Q128STG  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  182.0700
    0.5000 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  182.0700
    0.5000 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  182.0700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-101

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:38 2008

Page 9

3pHlmMcC.chf



9.24

13.88

18.53

23.17

27.81

32.46

37.10

41.74

46.38

51.03

55.67

    9.2400 qg         34610        HAAS  13.8       0               0.0 "1"   1   55.6700
    9.2400 qg         34610        HAAS  13.8       0               0.0 "2"   1   55.6700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-102

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.98

1.00

1.01

1.02

1.04

1.06

1.07

1.09

1.10

1.12

1.13

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-103

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.96

0.98

0.99

1.01

1.03

1.04

1.06

1.08

1.10

1.11

1.13

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-104

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-105

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-106

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-107

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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59.97

59.98

59.98

59.99

60.00

60.01

60.01

60.02

60.03

60.03

60.04

   59.9700 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-108

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-109

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-110

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:38 2008

Page 18

3pHlmMcC.chf



47.06

57.27

67.48

77.68

87.89

98.10

108.31

118.52

128.72

138.93

149.14

   47.0600 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  149.1400
   47.0600 ang        50499      GMS G5  13.8       0               0.0 "1"   1  149.1400
   47.0600 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  149.1400
   47.0600 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  149.1400
   47.0600 ang        44071    JDA 0102  13.8       0               0.0"01"   1  149.1400
   47.0600 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  149.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-111

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:36:38 2008

Page 19

3pHlmMcC.chf



6.75

20.44

34.13

47.83

61.52

75.21

88.90

102.59

116.29

129.98

143.67

    6.7500 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  143.6700
    6.7500 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  143.6700
    6.7500 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  143.6700
    6.7500 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  143.6700
    6.7500 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  143.6700
    6.7500 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  143.6700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-112

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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29.00

59.30

89.60

119.90

150.20

180.50

210.80

241.10

271.40

301.70

332.00

   29.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  332.0000
   29.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  332.0000
   29.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  332.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-113

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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-36.00

-4.80

26.40

57.60

88.80

120.00

151.20

182.40

213.60

244.80

276.00

  -36.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  276.0000
  -36.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  276.0000
  -36.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  276.0000
  -36.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  276.0000
  -36.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  276.0000
  -36.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  276.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-114

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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-36.00

-15.60

4.80

25.20

45.60

66.00

86.40

106.80

127.20

147.60

168.00

  -36.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  168.0000
  -36.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  168.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-115

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm 230kV Line Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr McCall-Helm 230kV line
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-116

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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59.81

59.88

59.95

60.02

60.09

60.16

60.23

60.30

60.37

60.44

60.51

   59.8100 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-117

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.15

0.26

0.37

0.48

0.59

0.70

0.81

0.92

1.03

1.14

1.25

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-118

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.49

0.57

0.64

0.72

0.79

0.87

0.95

1.02

1.10

1.17

1.25

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.2500
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-119

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.98

1.00

1.02

1.05

1.07

1.09

1.11

1.14

1.16

1.18

1.21

    0.9789 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.2050
    0.9789 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.2050
    0.9789 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.2050
    0.9789 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.2050
    0.9789 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2050
    0.9789 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-120

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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1.00

1.02

1.04

1.06

1.08

1.10

1.12

1.14

1.16

1.18

1.21

    0.9950 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.2050
    0.9950 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-121

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-1.00

32.13

65.26

98.40

131.53

164.66

197.79

230.92

264.06

297.19

330.32

   -1.0000 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  330.3200
   -1.0000 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  330.3200
   -1.0000 pg         34687     Q128STG  16.5       0               0.0 "1"   1  330.3200
   -1.0000 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  330.3200
   -1.0000 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  330.3200
   -1.0000 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  330.3200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-122

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-1.00

6.20

13.40

20.60

27.80

35.01

42.21

49.41

56.61

63.81

71.01

   -1.0000 pg         34610        HAAS  13.8       0               0.0 "1"   1   71.0100
   -1.0000 pg         34610        HAAS  13.8       0               0.0 "2"   1   71.0100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-123

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-3.17

36.61

76.38

116.16

155.93

195.71

235.48

275.26

315.03

354.80

394.58

   -3.1700 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
   -3.1700 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
   -3.1700 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
   -3.1700 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
   -3.1700 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
   -3.1700 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-124

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-1.00

9.70

20.39

31.09

41.79

52.49

63.18

73.88

84.58

95.27

105.97

   -1.0000 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
   -1.0000 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-125

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-126

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.96

0.98

1.00

1.01

1.03

1.05

1.07

1.09

1.10

1.12

1.14

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-127

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-128

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-129

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-130

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-131

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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59.96

59.97

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.02

60.03

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-132

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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59.95

59.96

59.97

59.97

59.98

59.99

60.00

60.01

60.01

60.02

60.03

   59.9500 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-133

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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45.93

56.68

67.43

78.18

88.93

99.68

110.42

121.17

131.92

142.67

153.42

   45.9300 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  153.4200
   45.9300 ang        50499      GMS G5  13.8       0               0.0 "1"   1  153.4200
   45.9300 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  153.4200
   45.9300 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  153.4200
   45.9300 ang        44071    JDA 0102  13.8       0               0.0"01"   1  153.4200
   45.9300 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  153.4200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-134

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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5.84

20.00

34.16

48.31

62.47

76.63

90.79

104.95

119.10

133.26

147.42

    5.8400 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  147.4200
    5.8400 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  147.4200
    5.8400 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  147.4200
    5.8400 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  147.4200
    5.8400 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  147.4200
    5.8400 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  147.4200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-135

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line

d:\tp\2008\q128\st\plots

Thu Jun 26 14:37:05 2008

Page 20

3pMcClHaas.chf



-10.00

39.70

89.40

139.10

188.80

238.50

288.20

337.90

387.60

437.30

487.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  487.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  487.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  487.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  487.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  487.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  487.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-136

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-118.00

-80.20

-42.40

-4.60

33.20

71.00

108.80

146.60

184.40

222.20

260.00

 -118.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  260.0000
 -118.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  260.0000
 -118.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  260.0000
 -118.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  260.0000
 -118.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  260.0000
 -118.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  260.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-137

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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-30.00

-12.20

5.60

23.40

41.20

59.00

76.80

94.60

112.40

130.20

148.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  148.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  148.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-138

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas 230kV Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas 230kV line
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0.00

0.11

0.22

0.34

0.45

0.56

0.67

0.78

0.90

1.01

1.12

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-139

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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59.76

59.83

59.91

59.98

60.06

60.13

60.21

60.28

60.36

60.43

60.51

   59.7600 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.7600 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-140

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.15

0.26

0.37

0.48

0.59

0.70

0.81

0.92

1.03

1.14

1.25

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-141

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.49

0.55

0.62

0.68

0.74

0.81

0.87

0.93

0.99

1.06

1.12

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1200
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-142

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.98

1.00

1.03

1.05

1.07

1.09

1.12

1.14

1.16

1.18

1.21

    0.9814 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.2050
    0.9814 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2050
    0.9814 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-143

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.98

0.99

0.99

0.99

1.00

1.00

1.01

1.01

1.01

1.02

1.02

    0.9841 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0197
    0.9841 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0197

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-144

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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-1.00

32.74

66.48

100.21

133.95

167.69

201.43

235.17

268.90

302.64

336.38

   -1.0000 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  336.3800
   -1.0000 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  336.3800
   -1.0000 pg         34687     Q128STG  16.5       0               0.0 "1"   1  336.3800
   -1.0000 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  336.3800
   -1.0000 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  336.3800
   -1.0000 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  336.3800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-145

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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6.97

18.35

29.73

41.11

52.49

63.86

75.24

86.62

98.00

109.38

120.76

    6.9700 pg         34610        HAAS  13.8       0               0.0 "1"   1  120.7600
    6.9700 pg         34610        HAAS  13.8       0               0.0 "2"   1  120.7600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-146

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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-1.00

38.56

78.12

117.67

157.23

196.79

236.35

275.91

315.46

355.02

394.58

   -1.0000 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-147

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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10.20

19.78

29.35

38.93

48.51

58.09

67.66

77.24

86.82

96.39

105.97

   10.2000 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
   10.2000 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-148

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-149

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.96

0.98

0.99

1.01

1.03

1.04

1.06

1.08

1.10

1.11

1.13

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-150

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-151

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-152

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-153

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-154

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-155

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-156

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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46.01

56.75

67.48

78.22

88.96

99.70

110.43

121.17

131.91

142.64

153.38

   46.0100 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  153.3800
   46.0100 ang        50499      GMS G5  13.8       0               0.0 "1"   1  153.3800
   46.0100 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  153.3800
   46.0100 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  153.3800
   46.0100 ang        44071    JDA 0102  13.8       0               0.0"01"   1  153.3800
   46.0100 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  153.3800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-157

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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4.73

18.95

33.18

47.40

61.63

75.85

90.07

104.30

118.52

132.75

146.97

    4.7300 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  146.9700
    4.7300 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  146.9700
    4.7300 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  146.9700
    4.7300 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  146.9700
    4.7300 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  146.9700
    4.7300 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  146.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-158

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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-10.00

81.80

173.60

265.40

357.20

449.00

540.80

632.60

724.40

816.20

908.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  908.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  908.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  908.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  908.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  908.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  908.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-159

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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-101.00

-48.30

4.40

57.10

109.80

162.50

215.20

267.90

320.60

373.30

426.00

 -101.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  426.0000
 -101.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  426.0000
 -101.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  426.0000
 -101.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  426.0000
 -101.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  426.0000
 -101.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  426.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-160

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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-30.00

-2.40

25.20

52.80

80.40

108.00

135.60

163.20

190.80

218.40

246.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  246.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  246.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-161

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #1 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #1
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-162

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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59.75

59.83

59.90

59.98

60.05

60.13

60.21

60.28

60.36

60.43

60.51

   59.7500 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.7500 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.7500 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.7500 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.7500 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.7500 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-163

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.15

0.26

0.37

0.48

0.59

0.70

0.81

0.92

1.03

1.14

1.25

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-164

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.49

0.57

0.64

0.72

0.79

0.87

0.95

1.02

1.10

1.17

1.25

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.2500
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-165

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.98

1.00

1.03

1.05

1.07

1.09

1.12

1.14

1.16

1.18

1.21

    0.9814 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.2050
    0.9814 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.2050
    0.9814 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2050
    0.9814 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-166

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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1.00

1.02

1.04

1.06

1.08

1.10

1.12

1.14

1.16

1.18

1.21

    0.9950 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.2050
    0.9950 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-167

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-1.00

33.34

67.67

102.01

136.34

170.68

205.02

239.35

273.69

308.02

342.36

   -1.0000 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  342.3600
   -1.0000 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  342.3600
   -1.0000 pg         34687     Q128STG  16.5       0               0.0 "1"   1  342.3600
   -1.0000 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  342.3600
   -1.0000 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  342.3600
   -1.0000 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  342.3600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-168

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-1.00

6.20

13.40

20.60

27.80

35.01

42.21

49.41

56.61

63.81

71.01

   -1.0000 pg         34610        HAAS  13.8       0               0.0 "1"   1   71.0100
   -1.0000 pg         34610        HAAS  13.8       0               0.0 "2"   1   71.0100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-169

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-1.00

38.56

78.12

117.67

157.23

196.79

236.35

275.91

315.46

355.02

394.58

   -1.0000 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-170

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-1.00

9.70

20.39

31.09

41.79

52.49

63.18

73.88

84.58

95.27

105.97

   -1.0000 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
   -1.0000 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-171

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-172

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.96

0.98

1.00

1.01

1.03

1.05

1.07

1.09

1.10

1.12

1.14

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-173

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-174

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-175

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-176

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-177

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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59.96

59.97

59.97

59.98

59.99

59.99

60.00

60.01

60.02

60.02

60.03

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-178

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-179

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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45.99

56.74

67.50

78.25

89.01

99.76

110.51

121.27

132.02

142.78

153.53

   45.9900 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  153.5300
   45.9900 ang        50499      GMS G5  13.8       0               0.0 "1"   1  153.5300
   45.9900 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  153.5300
   45.9900 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  153.5300
   45.9900 ang        44071    JDA 0102  13.8       0               0.0"01"   1  153.5300
   45.9900 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  153.5300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-180

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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5.10

19.34

33.57

47.81

62.05

76.28

90.52

104.76

119.00

133.23

147.47

    5.1000 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  147.4700
    5.1000 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  147.4700
    5.1000 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  147.4700
    5.1000 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  147.4700
    5.1000 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  147.4700
    5.1000 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  147.4700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-181

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-10.00

20.20

50.40

80.60

110.80

141.00

171.20

201.40

231.60

261.80

292.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  292.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  292.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  292.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  292.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-182

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-124.00

-78.80

-33.60

11.60

56.80

102.00

147.20

192.40

237.60

282.80

328.00

 -124.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  328.0000
 -124.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  328.0000
 -124.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  328.0000
 -124.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  328.0000
 -124.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  328.0000
 -124.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  328.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-183

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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-30.00

-12.20

5.60

23.40

41.20

59.00

76.80

94.60

112.40

130.20

148.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  148.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  148.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-184

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall 230kV Bus #2 Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr bus #2
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0.00

0.11

0.22

0.34

0.45

0.56

0.67

0.78

0.90

1.01

1.12

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-185

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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59.82

59.86

59.89

59.93

59.97

60.00

60.04

60.08

60.12

60.15

60.19

   59.8200 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.1900
   59.8200 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.1900
   59.8200 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.1900
   59.8200 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.1900
   59.8200 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.1900
   59.8200 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.1900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-186

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.73

0.77

0.81

0.84

0.88

0.92

0.96

1.00

1.03

1.07

1.11

    0.7300 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1100
    0.7300 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1100
    0.7300 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1100
    0.7300 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-187

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.84

0.87

0.89

0.92

0.95

0.98

1.00

1.03

1.06

1.08

1.11

    0.8400 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1100
    0.8400 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-188

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.99

0.99

1.00

1.00

1.00

1.00

1.00

1.00

1.01

1.01

1.01

    0.9920 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0083
    0.9920 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0083
    0.9920 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0083
    0.9920 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0083

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-189

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.99

0.99

1.00

1.00

1.00

1.00

1.00

1.00

1.01

1.01

1.01

    0.9927 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0081
    0.9927 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0081

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-190

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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38.89

57.94

76.98

96.03

115.08

134.13

153.17

172.22

191.27

210.31

229.36

   38.8900 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  229.3600
   38.8900 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  229.3600
   38.8900 pg         34687     Q128STG  16.5       0               0.0 "1"   1  229.3600
   38.8900 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  229.3600
   38.8900 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  229.3600
   38.8900 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  229.3600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-191

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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55.48

58.06

60.63

63.21

65.78

68.36

70.94

73.51

76.09

78.66

81.24

   55.4800 pg         34610        HAAS  13.8       0               0.0 "1"   1   81.2400
   55.4800 pg         34610        HAAS  13.8       0               0.0 "2"   1   81.2400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-192

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus

d:\tp\2008\q128\st\plots

Thu Jun 26 14:38:31 2008

Page 8

3pHelmBus.chf



0.50

18.66

36.81

54.97

73.13

91.29

109.44

127.60

145.76

163.91

182.07

    0.5000 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         34687     Q128STG  16.5       0               0.0 "1"   1  182.0700
    0.5000 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  182.0700
    0.5000 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  182.0700
    0.5000 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  182.0700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-193

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus

d:\tp\2008\q128\st\plots

Thu Jun 26 14:38:31 2008

Page 9

3pHelmBus.chf



9.27

13.91

18.55

23.19

27.83

32.47

37.11

41.75

46.39

51.03

55.67

    9.2700 qg         34610        HAAS  13.8       0               0.0 "1"   1   55.6700
    9.2700 qg         34610        HAAS  13.8       0               0.0 "2"   1   55.6700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-194

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.98

1.00

1.01

1.02

1.04

1.06

1.07

1.09

1.10

1.12

1.13

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1300
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-195

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.96

0.98

0.99

1.01

1.03

1.04

1.06

1.08

1.10

1.11

1.13

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-196

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.99

1.01

1.02

1.04

1.05

1.07

1.09

1.10

1.12

1.13

1.15

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-197

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-198

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-199

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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59.97

59.98

59.98

59.99

60.00

60.01

60.01

60.02

60.03

60.03

60.04

   59.9700 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0400
   59.9700 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-200

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-201

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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59.97

59.98

59.98

59.99

59.99

60.00

60.01

60.01

60.02

60.02

60.03

   59.9700 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0300
   59.9700 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-202

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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47.06

57.27

67.47

77.68

87.88

98.09

108.30

118.50

128.71

138.91

149.12

   47.0600 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  149.1200
   47.0600 ang        50499      GMS G5  13.8       0               0.0 "1"   1  149.1200
   47.0600 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  149.1200
   47.0600 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  149.1200
   47.0600 ang        44071    JDA 0102  13.8       0               0.0"01"   1  149.1200
   47.0600 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  149.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-203

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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6.75

20.44

34.13

47.82

61.51

75.19

88.88

102.57

116.26

129.95

143.64

    6.7500 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  143.6400
    6.7500 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  143.6400
    6.7500 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  143.6400
    6.7500 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  143.6400
    6.7500 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  143.6400
    6.7500 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  143.6400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-204

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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29.00

59.30

89.60

119.90

150.20

180.50

210.80

241.10

271.40

301.70

332.00

   29.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  332.0000
   29.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  332.0000
   29.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  332.0000
   29.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  332.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-205

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus

d:\tp\2008\q128\st\plots

Thu Jun 26 14:38:32 2008

Page 21

3pHelmBus.chf



-10.00

18.60

47.20

75.80

104.40

133.00

161.60

190.20

218.80

247.40

276.00

  -10.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  276.0000
  -10.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  276.0000
  -10.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  276.0000
  -10.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  276.0000
  -10.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  276.0000
  -10.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  276.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-206

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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-10.00

7.80

25.60

43.40

61.20

79.00

96.80

114.60

132.40

150.20

168.00

  -10.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  168.0000
  -10.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  168.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-207

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
Helm 230kV Bus Outage
3 ph 6 cyc flt @ Helm 230kV bus & clr Helm 230kV bus
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0.00

0.11

0.23

0.34

0.45

0.56

0.68

0.79

0.90

1.02

1.13

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1300
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-208

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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59.70

59.78

59.86

59.94

60.02

60.10

60.19

60.27

60.35

60.43

60.51

   59.7000 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.7000 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.7000 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.7000 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.7000 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.7000 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-209

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.15

0.25

0.35

0.45

0.55

0.65

0.75

0.85

0.95

1.05

1.15

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.1500
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.1500
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.1500
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.1500
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.1500
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-210

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.49

0.55

0.62

0.68

0.75

0.81

0.87

0.94

1.00

1.07

1.13

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.1300
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-211

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.98

0.99

0.99

1.00

1.00

1.00

1.01

1.01

1.02

1.02

1.02

    0.9839 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.0233
    0.9839 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.0233
    0.9839 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.0233
    0.9839 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.0233
    0.9839 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.0233
    0.9839 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.0233

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-212

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.99

0.99

0.99

1.00

1.00

1.00

1.01

1.01

1.01

1.02

1.02

    0.9871 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.0197
    0.9871 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.0197

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-213

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.32

36.27

72.22

108.16

144.11

180.06

216.01

251.96

287.90

323.85

359.80

    0.3200 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  359.8000
    0.3200 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  359.8000
    0.3200 pg         34687     Q128STG  16.5       0               0.0 "1"   1  359.8000
    0.3200 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  359.8000
    0.3200 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  359.8000
    0.3200 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  359.8000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-214

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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6.97

17.60

28.23

38.86

49.49

60.12

70.75

81.38

92.01

102.64

113.27

    6.9700 pg         34610        HAAS  13.8       0               0.0 "1"   1  113.2700
    6.9700 pg         34610        HAAS  13.8       0               0.0 "2"   1  113.2700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-215

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.93

40.29

79.66

119.02

158.39

197.75

237.12

276.48

315.85

355.21

394.58

    0.9300 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
    0.9300 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
    0.9300 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
    0.9300 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
    0.9300 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
    0.9300 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-216

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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4.53

14.67

24.82

34.96

45.11

55.25

65.39

75.54

85.68

95.83

105.97

    4.5300 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
    4.5300 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-217

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-218

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.96

0.98

1.00

1.01

1.03

1.05

1.07

1.09

1.10

1.12

1.14

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1400
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-219

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.99

1.01

1.02

1.04

1.06

1.08

1.09

1.11

1.13

1.14

1.16

    0.9900 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1600
    0.9900 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-220

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines

d:\tp\2008\q128\st\plots

Thu Jun 26 14:39:00 2008

Page 13

3pMcCHlmGts.chf



0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-221

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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59.95

59.96

59.97

59.98

59.99

60.01

60.02

60.03

60.04

60.05

60.06

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-222

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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59.95

59.96

59.97

59.98

59.99

60.01

60.02

60.03

60.04

60.05

60.06

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0600
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0600

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-223

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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59.96

59.97

59.98

59.98

59.99

60.00

60.01

60.02

60.02

60.03

60.04

   59.9600 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9600 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-224

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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59.95

59.96

59.97

59.98

59.99

60.00

60.01

60.02

60.03

60.04

60.05

   59.9500 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0500
   59.9500 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-225

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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45.51

56.36

67.21

78.05

88.90

99.75

110.60

121.45

132.29

143.14

153.99

   45.5100 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  153.9900
   45.5100 ang        50499      GMS G5  13.8       0               0.0 "1"   1  153.9900
   45.5100 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  153.9900
   45.5100 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  153.9900
   45.5100 ang        44071    JDA 0102  13.8       0               0.0"01"   1  153.9900
   45.5100 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  153.9900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-226

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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2.89

17.31

31.72

46.14

60.55

74.97

89.39

103.80

118.22

132.63

147.05

    2.8900 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  147.0500
    2.8900 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  147.0500
    2.8900 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  147.0500
    2.8900 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  147.0500
    2.8900 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  147.0500
    2.8900 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  147.0500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-227

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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-10.00

36.80

83.60

130.40

177.20

224.00

270.80

317.60

364.40

411.20

458.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  458.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  458.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  458.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  458.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  458.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  458.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-228

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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-101.00

-48.90

3.20

55.30

107.40

159.50

211.60

263.70

315.80

367.90

420.00

 -101.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  420.0000
 -101.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  420.0000
 -101.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  420.0000
 -101.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  420.0000
 -101.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  420.0000
 -101.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  420.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-229

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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-30.00

-3.90

22.20

48.30

74.40

100.50

126.60

152.70

178.80

204.90

231.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  231.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  231.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-230

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Helm, McCall-Gates 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Helm,McCall-Gates 230kV lines
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0.00

0.11

0.22

0.34

0.45

0.56

0.67

0.78

0.90

1.01

1.12

    0.0000 vbus       30874        Q128 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30875     MC CALL 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30873        HELM 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       34474        HELM  70.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30900       GATES 230.0       0               0.0 "*"   1    1.1200
    0.0000 vbus       30790     PANOCHE 230.0       0               0.0 "*"   1    1.1200

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Voltage Plots Adjacent to Fault

F-231

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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59.81

59.88

59.95

60.02

60.09

60.16

60.23

60.30

60.37

60.44

60.51

   59.8100 fbus       30874        Q128 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30875     MC CALL 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30873        HELM 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       34474        HELM  70.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30900       GATES 230.0       0               0.0 "*"   1   60.5100
   59.8100 fbus       30790     PANOCHE 230.0       0               0.0 "*"   1   60.5100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Bus Frequency Plots Adjacent to Fault

F-232

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.15

0.26

0.37

0.48

0.59

0.70

0.81

0.92

1.03

1.14

1.25

    0.1500 vt         34685     Q128CT1  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34686     Q128CT2  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         34687     Q128STG  16.5       0               0.0 "1"   1    1.2500
    0.1500 vt         38720    PINE FLT  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2500
    0.1500 vt         34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-233

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.49

0.57

0.64

0.72

0.79

0.87

0.95

1.02

1.10

1.17

1.25

    0.4900 vt         34610        HAAS  13.8       0               0.0 "1"   1    1.2500
    0.4900 vt         34610        HAAS  13.8       0               0.0 "2"   1    1.2500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Voltages

F-234

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.99

1.01

1.03

1.05

1.07

1.10

1.12

1.14

1.16

1.18

1.21

    0.9872 spd        34685     Q128CT1  16.5       0               0.0 "1"   1    1.2050
    0.9872 spd        34686     Q128CT2  16.5       0               0.0 "1"   1    1.2050
    0.9872 spd        34687     Q128STG  16.5       0               0.0 "1"   1    1.2050
    0.9872 spd        38720    PINE FLT  13.8       0               0.0 "1"   1    1.2050
    0.9872 spd        34614    BLCH 2-3  13.8       0               0.0 "1"   1    1.2050
    0.9872 spd        34612    BLCH 2-2  13.8       0               0.0 "1"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-235

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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1.00

1.02

1.04

1.06

1.08

1.10

1.12

1.14

1.16

1.18

1.21

    0.9950 spd        34610        HAAS  13.8       0               0.0 "1"   1    1.2050
    0.9950 spd        34610        HAAS  13.8       0               0.0 "2"   1    1.2050

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Rotor Speed

F-236

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-1.00

32.88

66.76

100.64

134.52

168.40

202.27

236.15

270.03

303.91

337.79

   -1.0000 pg         34685     Q128CT1  16.5       0               0.0 "1"   1  337.7900
   -1.0000 pg         34686     Q128CT2  16.5       0               0.0 "1"   1  337.7900
   -1.0000 pg         34687     Q128STG  16.5       0               0.0 "1"   1  337.7900
   -1.0000 pg         38720    PINE FLT  13.8       0               0.0 "1"   1  337.7900
   -1.0000 pg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  337.7900
   -1.0000 pg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  337.7900

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-237

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-1.00

6.20

13.40

20.60

27.80

35.01

42.21

49.41

56.61

63.81

71.01

   -1.0000 pg         34610        HAAS  13.8       0               0.0 "1"   1   71.0100
   -1.0000 pg         34610        HAAS  13.8       0               0.0 "2"   1   71.0100

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Power

F-238

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-1.00

38.56

78.12

117.67

157.23

196.79

236.35

275.91

315.46

355.02

394.58

   -1.0000 qg         34685     Q128CT1  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34686     Q128CT2  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         34687     Q128STG  16.5       0               0.0 "1"   1  394.5800
   -1.0000 qg         38720    PINE FLT  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34614    BLCH 2-3  13.8       0               0.0 "1"   1  394.5800
   -1.0000 qg         34612    BLCH 2-2  13.8       0               0.0 "1"   1  394.5800

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-239

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-1.00

9.70

20.39

31.09

41.79

52.49

63.18

73.88

84.58

95.27

105.97

   -1.0000 qg         34610        HAAS  13.8       0               0.0 "1"   1  105.9700
   -1.0000 qg         34610        HAAS  13.8       0               0.0 "2"   1  105.9700

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Project Generator Terminal Reactive Power

F-240

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.98

1.00

1.01

1.03

1.04

1.06

1.08

1.09

1.11

1.12

1.14

    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30005    ROUND MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30015    TABLE MT 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30030    VACA-DIX 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30040       TESLA 500.0       0               0.0 "*"   1    1.1400
    0.9800 vbus       30035       TRACY 500.0       0               0.0 "*"   1    1.1400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-241

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.96

0.98

0.99

1.01

1.03

1.04

1.06

1.08

1.10

1.11

1.13

    0.9600 vbus       30042     METCALF 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30045    MOSSLAND 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30050    LOSBANOS 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30055       GATES 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       30060      MIDWAY 500.0       0               0.0 "*"   1    1.1300
    0.9600 vbus       24156     VINCENT 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-242

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.98

1.00

1.01

1.03

1.05

1.07

1.08

1.10

1.12

1.13

1.15

    0.9800 vbus       14001    FOURCORN 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       50703      NIC500 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       60240    MIDPOINT 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       62012       TOWN2 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       40687       MALIN 500.0       0               0.0 "*"   1    1.1500
    0.9800 vbus       66340      SIGURD 345.0       0               0.0 "*"   1    1.1500

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-243

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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0.95

0.97

0.99

1.00

1.02

1.04

1.06

1.08

1.09

1.11

1.13

    0.9500 vbul       54150    WILLESD9 240.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       14003      NAVAJO 500.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       24153      VESTAL 230.0       0               0.0 "*"   1    1.1300
    0.9500 vbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1    1.1300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Voltage Plots

F-244

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30005    ROUND MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30015    TABLE MT 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30030    VACA-DIX 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30040       TESLA 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30035       TRACY 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-245

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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59.95

59.96

59.97

59.98

59.99

60.00

60.00

60.01

60.02

60.03

60.04

   59.9500 fbus       30042     METCALF 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30045    MOSSLAND 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30050    LOSBANOS 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30055       GATES 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       30060      MIDWAY 500.0       0               0.0 "*"   1   60.0400
   59.9500 fbus       24156     VINCENT 500.0       0               0.0 "*"   1   60.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-246

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines

d:\tp\2008\q128\st\plots

Thu Jun 26 14:39:27 2008

Page 16

3pMcCBlcHas.chf



59.95

59.96

59.97

59.97

59.98

59.99

60.00

60.01

60.01

60.02

60.03

   59.9500 fbus       14001    FOURCORN 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       50703      NIC500 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       60240    MIDPOINT 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       62012       TOWN2 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       40687       MALIN 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       66340      SIGURD 345.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-247

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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59.95

59.96

59.97

59.97

59.98

59.99

60.00

60.01

60.01

60.02

60.03

   59.9500 fbul       54150    WILLESD9 240.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       14003      NAVAJO 500.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       24153      VESTAL 230.0       0               0.0 "*"   1   60.0300
   59.9500 fbus       22360    IMPRLVLY 500.0       0               0.0 "*"   1   60.0300

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected WECC Bus Frequency Plots

F-248

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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46.02

56.82

67.62

78.43

89.23

100.03

110.83

121.63

132.44

143.24

154.04

   46.0200 ang        14914    FCNGN4CC  22.0       0               0.0 "H"   1  154.0400
   46.0200 ang        50499      GMS G5  13.8       0               0.0 "1"   1  154.0400
   46.0200 ang        60100     BRWNL 5  13.8       0               0.0 "1"   1  154.0400
   46.0200 ang        62048    COLSTP 3  26.0       0               0.0 "1"   1  154.0400
   46.0200 ang        44071    JDA 0102  13.8       0               0.0"01"   1  154.0400
   46.0200 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  154.0400

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-249

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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6.05

20.28

34.50

48.73

62.95

77.18

91.40

105.63

119.85

134.08

148.30

    6.0500 ang        65490    EHUNTR 1  24.0       0               0.0 "1"   1  148.3000
    6.0500 ang        54338    SUND#2GN  18.0       0               0.0 "2"   1  148.3000
    6.0500 ang        79151    GLENC3-4  13.8       0               0.0 "3"   1  148.3000
    6.0500 ang        24130    S.ONOFR3  22.0       0               0.0 "3"   1  148.3000
    6.0500 ang        22244    ENCINA 5  24.0       0               0.0 "1"   1  148.3000
    6.0500 ang        36411    DIABLO 1  25.0       0               0.0 "1"   1  148.3000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

WECC Generator Rotor Angle

F-250

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-10.00

40.60

91.20

141.80

192.40

243.00

293.60

344.20

394.80

445.40

496.00

  -10.0000 pbr        30875     MC CALL 230.0   30873        HELM 230.0   1   1  496.0000
  -10.0000 pbr        30860    BALCH3TP 230.0   30875     MC CALL 230.0   1   1  496.0000
  -10.0000 pbr        30870    PINE FLT 230.0   30875     MC CALL 230.0   1   1  496.0000
  -10.0000 pbr        30865       BALCH 230.0   30870    PINE FLT 230.0   1   1  496.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   1  496.0000
  -10.0000 pbr        30874        Q128 230.0   30875     MC CALL 230.0   1   2  496.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-251

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-146.00

-105.90

-65.80

-25.70

14.40

54.50

94.60

134.70

174.80

214.90

255.00

 -146.0000 pbr        30875     MC CALL 230.0   30880     HENTAP2 230.0   1   1  255.0000
 -146.0000 pbr        30880     HENTAP2 230.0   30900       GATES 230.0   1   1  255.0000
 -146.0000 pbr        30875     MC CALL 230.0   30876    MCCALL1M 115.0   1   1  255.0000
 -146.0000 pbr        30875     MC CALL 230.0   30877    MCCALL2M 115.0   1   2  255.0000
 -146.0000 pbr        30875     MC CALL 230.0   30878    MCCALL3M 115.0   1   3  255.0000
 -146.0000 pbr        30873        HELM 230.0   30790     PANOCHE 230.0   1   1  255.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-252

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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-30.00

-12.20

5.60

23.40

41.20

59.00

76.80

94.60

112.40

130.20

148.00

  -30.0000 pbr        30873        HELM 230.0   34474        HELM  70.0   1   1  148.0000
  -30.0000 pbr        30855        HAAS 230.0   30860    BALCH3TP 230.0   1   1  148.0000

Time( sec )
0.0 20.04.0 8.0 12.0 16.0

Q128 Interconnection System Impact Study

Selected PG&E Transmission Line Flows (MW)

F-253

Q128 Project Interconnection System Impact Study
2011 Summer Peak Base Case
Q128 @ 577MW
McCall-Haas, McCall-Balch 230kV Double Line Outage
3 ph 6 cyc flt @ McCall 230kV bus & clr McCall-Haas,McCall-Balch 230kV lines
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Appendix G 

Preliminary Protection 
Requirements
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KRCD Gen. Project at 230Kv McCall 
Preliminary Protection Requirements 

1. Introduction: 

The Kings River Conservation District (KRCD) proposed Project is a 
combined cycle plant consisting of two combustion gas turbines rated 192 
MVA each, and one steam turbine rated at 193 MW with a total plant 
auxiliary load of 12 MW.  The maximum net output to the grid will be 565 
MW.  The proposed testing date of the Project is October 1, 2010 with a 
commercial operation date of December 1, 2010.  The Project will 
interconnect to Pacific Gas & Electric Company’s (PG&E) Mc Call 230 kV 
Substation located in Fresno County, California. 

Table 1:  KRCD Community Power Plant General Information 
Project Location PG&E’s Mc Call 230 kV Substation in 

Fresno County, California 
PG&E Planning Area  Fresno Division 

Number and Type of Generators Two CTGs, One STG 
(Combined Cycle Plant) 

Maximum Generator Output Two CTGs: 192 MW, One STG 193 
MW, and total of 577 MW  

Generator Auxiliary Load 12 MW 

Maximum Net Output to Grid Summer rating: 565 MW 
Winter rating: 614 MW 

Power Factor CTG: 0.88 lag to 0.92 lead 
STG: 0.85 lag to 0.90 lead 

Step-up Transformer 16.5/230 kV, 144/180/240 MVA, 
Z=10.0% 138 MVA base (total of three) 

Description Of Interconnection 
Configuration Mc Call 230 kV bus 

Connection Voltage 230 kV 

2. Assumptions: 

 The preliminary protection requirements are based on; 

 Two (2) 230 kV, 5 miles tie lines between McCall 230 kV to KRCD.  

 Fault duties are calculated based on normal system conditions & 
configurations, and they may vary as the system conditions and 
configuration changes. 

 Ring Bus configuration at KRCD 

 Double Bus single breaker at McCall. 

 It is recommended to connect set A relay at one set of CT and set B 
& Breaker Failure relays at second set of CT. For an existing 
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breakers refer to the “Recommended Design Information for CT and 
PT

 These protection requirements do not cover special protection set-
ups for temporary transmission line shoo-fly configurations that may 
be necessary to complete this project. 

 These protection requirements do not cover any remedial action 
scheme that may be required due to generation interconnection. 

 The protective relays are specified per existing system protection 
standard.

 Relay coordination studies were not performed at this point. These 
studies may require relay setting changes or relay replacement at 
some substations. 

 Study is based upon existing information available, any changes to 
the interconnection queue, connection point, or project information 
will result in a re-study of the area.  

 These Protection Requirements assume that there is no line re-
conductoring due to the interconnection. Re-conductoring may be 
considered in the Facility Study causing a revision to the Protection 
Requirements. 

3. System Data: 

3.1 CTG Gen. Data: two (2) units

            Rated 220 MVA, 16.5 KV,  

           Sub Transient Reactance =0.1502P.U 

           Transient Reactance=0.2040PU 

           Synchronous Reactance=1.639PU 

     3.2 STG Gen. Data: one unit

           Rated 240 MVA, 16.5 KV,  

           Sub Transient Reactance =0.1638PU 

           Transient Reactance=0.2224PU 

           Synchronous Reactance=1.788PU 

   3.3   Gen Step Up Transformer data:

          Three (3) Unit transformers each rated: 144/180/240MVA, 230/16.5 kV 

          Z1= 10% at 138MVA base, connected D-Yg, delta will be connected to 

         16.5 kV. 

   3.4   Line data:

         Two lines, each 5 miles long. 

         Z1=0.00047+j0.00654 
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         Zo=0.003046+j0.024886  
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4. Protection Requirements 

The following Preliminary Protection Requirements are for estimating 
purposes only.  The actual relays specified in the final protection 
requirements may differ from those outlined in this document. 

These protection requirements are designed and intended to protect 
PG&E’s system only.  Generation Entity is responsible for the protection of 
its own system and equipment and must meet the requirements in the 
PG&E Interconnection Handbook. 

4.1 At 230KV KRCD Substation

The Protection scheme will consist of a fully redundant, pilot scheme by 
utilizing dual fiber optic cable separate paths or other reliable 
communications medium per PG&E STD for the 230kV generator tie lines. 
This may also require relay upgrades for existing lines and/or bank relays. 

1) Install five (5) breakers (Ring bus configuration) 230kV, SF6, 40-
60KA circuit breakers for line #1 & #2. Each breaker requires four 
(4) (two each side of the breaker) sets of multi ratio (MR) bushing 
CTs with max tap of 3000/5, class C1200 per PG&E specifications.  
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2) Install SEL 279 reclosing relays, one for each breaker. Three ring 
bus line breakers will require three (3) relays. 

3) Install BE1-BPR relays, one relay at each breaker. Three ring bus 
line breakers will require three (3) relays. 

4) Install 3-phase CCVTs at ring bus Tap for each line bay. The two 
line bays will require two (2) 3-ph CCVTs to provide polarizing & 
synchronizing voltage to the relays. 

5) Install 1-phase CCVTs at ring bus Tap for each transformer bank 
bay. The three bank bays taps will require three (3) 1-ph CCVTs to 
provide synchronizing voltage to the relays. 

McCall – KRCD 230KV Line #1 - Line Length: Approx 5.0 Miles 
6) Install one (1) G.E. L90 SET A (primary line protection) current 

differential relay. Use fiber optic communication path-1 for set A 
relay

7) Install one (1) SEL 311 L SET B (backup line protection) current 
differential relay. Use fiber optic communication path-2 for set B 
relay

8)  Install SEL2505 for additional I/O 

McCall – KRCD 230KV Line #2 - Line Length: Approx 5.0 Miles 
9) Install one (1) G.E. L90 SET A (primary line protection) current 

differential relay. Use fiber optic communication path-1 for set A 
relay

10) Install one (1) SEL 311 L SET B (backup line protection) current 
differential relay. Use fiber optic communication path-2 for set B 
relay

11) Install SEL2505 for additional I/O 

4.2  At McCall Substation:

Following relays are selected based on IPAC design standard. In IPAC 
design standard, both set A and set B have breaker failure, reclosing 
and metering functions. Set A has control pushbuttons to open and 
close breaker and RCOs. Refer to design standard for more details. 

4.2.1 McCall – KRCD 230KV Line #1- Line Length: Approx 5.0 Miles 

 Install one (1) breaker 230kV, SF6, 40-60 KA circuit breakers 
with four (4) (two each side of breaker) sets of multi ratio 
bushing CTs with max tap of 3000/5, class C1200 per PG&E 
specifications.  

 Install one (1) G.E. L90 SET A (primary line protection) current 
differential relay. Use fiber optic communication path-1 for set 
A relay 
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 Install one (1) SEL 311 L SET B (backup line protection) 
current differential relay. Use fiber optic communication path-2 
for set B relay 

 Install SEL2505 for additional I/O 

 Install three phase line-side CCVTs to provide polarizing & 
synchronizing voltage to the relays. 

 Utilize 230kv bus section CCVTs to provide synchronizing 
voltage to the relays. 

                4.2.2 McCall – KRCD 230KV Line #2- Line Length: Approx 5.0 Miles 

 Install one (1) breaker 230kV, SF6, 40-60KA circuit breakers 
with four (4) (two each side of breaker) sets of multi ratio 
bushing CTs with max tap of 3000/5,  class C1200 per PG&E 
specifications.  

 Install one (1) G.E. L90 SET A (primary line protection) current 
differential relay. Use fiber optic communication path-1 for set 
A relay 

 Install one (1) SEL 311 L SET B (backup line protection) 
current differential relay. Use fiber optic communication path-2 
for set B relay. 

 Install SEL2505 for additional I/O 

 Install three phase line-side CCVTs to provide polarizing & 
synchronizing voltage to the relays. 

 Utilize bus section CCVTs at 230kv to provide synchronizing 
voltage to the relays. 

4.2.3 McCall Bus Differential Scheme For Bus Section “E”  

 Install one GE B90 bus relay (Dev 287BE) with two (2) zone 
Differential configuration for bus section “E” for 5 elements, two 
bus section breakers and one bus parallel breaker. Include 
breaker option for all breakers. All bus differential CTs should be 
brought to control building.   

 Install C30 (287BE-RCO ) for RCO, control and monitoring 

4.2.4 McCall Bus-1 Section Breaker 

Install one (1) Bus-1 Section breaker 230kV, SF6, 40-60KA, with 
four (4) (two each side of breaker) sets of bushing CTs  
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3000/5MR,  class C1200 per PG&E specifications. Since bus 
section breakers will not be utilized to bypass breaker, therefore add 
following relays.  

1-GE F60 for reclosing  (BF is done by B90) 
2-SEL351-6 for SCADA communication 
3- Install Bus-1 Section “E” 3-phase CCVTs 
4- Install Bus-1 Section “D” 1-phase CCVTs 

4.2.5 McCall Bus-2 Section Breaker 
Install one (1) Bus-2 Section breaker 230kV, SF6, 40-60 KA, with 
four (4) (two each side of breaker) sets of bushing CTs 3000/5MR, 
class C1200 per PG&E specifications 

1-GE F60 for reclosing (BF is done by B90) 
2-SEL351-6 for SCADA communication 
3- Install Bus-2 Section “E” 3-phase CCVTs 
4- Install Bus-2 Section “D” 1-phase CCVTs 

4.2.6 McCall new Bus Parallel Breaker (for section E) 

Install one (1) Bus Parallel breaker 230kV, SF6, 40-60 KA with 
four (4) (two each side of breaker) sets of CTs 3000/5MR, class 
C1200 per PG&E specifications.

Bus section breakers will be utilized to bypass the breaker 

1-GE D60 Set A relay  
2-SEL311C Set B relay 
3-SEL2505
4-GE C30 

Note: Use bus section “E” bus-1 & bus-2 CCVTs for relay potential for 
double bus single breaker scheme. 

5. Other Protection Requirements 

1. McCall 230 kV Existing Bus Diff. Relay: 

 Re-assign existing MBCZ bus differential to bus section “D” 
breakers

 Rewire three (3) existing Feeder Module (MBCZ12) & Test Switch 
(MML-G02) to two bus section breakers and new McCall-KRCD line 
breaker for existing bus differential relay.   

 The existing bus differential relay will require setting changes & scheme 
testing. 

2. Communication Path: 
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 Install fiber optics cable between KRCD and McCall for high speed 
tripping scheme. 

3. Remote Relay Communication: 

 At McCall & KRCD, install remote relay communication devices as 
needed.

6.  General Requirements:   

 KRCD Power will purchase, install, test and maintain the protective 
relays & tele-protection equipment at KRCD Substation. 

 All relays should be specified and wired per PG&E design standard and 
it should also be noted that PG&E system has ACB rotation. 

 At KRCD all Generators, buses and transformer banks should be provided 
adequate protection per PG&E interconnection standards.    

 The relay settings and protection scheme drawings must be provided to 
PG&E System Protection for review 40 working days ahead pre-parallel 
inspection. 

 All tests outlined in section G5 of “Interconnection Hand Book” must be 
complete and two copies of test reports submitted to PG&E 
representative a minimum of 15 working days before the requested 
energization date. 

 The “End-to-End” testing for the line relays is required before line 
energization 


