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Rice Solar Energy LLC’s Responses to Supplemental Data Requests

August 6, 2010



In response to Ajoy Guha’s email request dated 7/14/2010 — Response provided by Solar Reserve using
Western data:

1)

13 HS Base Case with Quartzsite Gen off:

a. Load Flow diagram for Base Case with RICE ON — Included in Figure 21

b. Load Flow diagram for Category B outage of the Palo Verde-Colorado River 500kV line —
Included in figure 22 (Pre-Project) and 23 (Post-Project)

c. Figures 2 & 3 — N. Gila-Imperial Valley (IV) 500 kV line outage case shows exacerbated
pre-project overloads on the Knob-Pilot Knob (PK) 161 kV line, PK-EI Centro Swtn. 161
kV line and PK 161/92 kV transformer. Note: These overloads are not listed in Table 6 of
the SIS report — The overload of Knob-Pilot Knob is listed in Table 12 of the SIS report.
The other lines are a direct result of this line overloading which is why only the worst
element was shown.

13 HW Base Case with Quartzsite Gen off:

a. Load flow diagrams for the Base Case with RICE ON — Included in Figure 24

b. Figures 12 & 13: N. Gila-1V 500 kV outage case- Table 8 in the SIS report shows pre-
project overload on the IV-El Centro 230 kV line which is not shown in the diagrams. —
Included as Figures 25 (Pre-Project) and 26 (Post-Project)

c. Load flow diagrams for Category B outage of the Palo Verde-Colorado River 500 kV line
— Included in Figure 27 (Pre-ProjectO & 28 (Post-Project)

13 HS Base Case with Quartzsite Gen on:

a. Load flow diagram for the Base Case with RICE ON - Included in Figure 29

b. Load flow diagram for Category B outage of the N. Gila-1V 500kV line — Included in
Figure 30 (Pre-Project) & 31 (Post-Project) Only the worst overload was shown on the
table for the Knob-Pilot Knob area similar to item 1c¢ above.

13 HW Base Case with Quartzsite Gen on:

a. Load flow diagram for the Base Case with RICE ON - Included in Figure 32

b. Figures 17 & 18: N. Gila-1V 500 kV outage case-Table 9 in the SIS report shows pre
project overload on the IV-EI Centro 230 kV line which is not shown in the diagrams. —
Included as Figure 33 (Pre-Project) & 34 (Post-Project).

c. Load flow diagrams for Category B outage of the Palo Verde-Colorado River 500 kV line
— Included in Figure 35 (Pre-Project) & 36 (Post-Project)

Stability Plots

a. Provide Switching chits for all simulations including names of substations for breaker
failure cases with the sequences for 15 cycle fault clearing times — Per our NDA with
Western we are not able to share this information.

b. Full load rejection simulation besides the Rice plant monitor voltages and frequencies at
Parker and Blythe substations 161 kV buses. - Refer to email dated 7/16/2010,
attachment “Rice Plots for CEC_1.pdf’?

Additional data requested Friday July 9, 2010

a. Submit letters from SCE and IID with their comments about the SIS and the proposed
mitigation, if any. — Utilities have been contacted and we are awating the response.

b. Mention of show in a one-line diagram the major interconnection details modeled for the
RICE Solar Energy project (RSEP) to the Western grid (such as amount of net RSEP
generation, the step-up transformer size and impedance, mileage of the new Gen Tie lien
and size of its conductor, lengths of the existing Parker-Blythe 161 kV line from Blythe
and Parker substations respectively to the proposed new RICE substation point of
interconnection. — Included in Figure 37

c. All planned transmission upgrades up to 2013 in the Western and CAISO grids have
been included? — Western has the following response “The funded upgrades for



Western's system have been incorporated into the 2013 cases. Utilities are asked to
include their planned transmission projects into the approved WECC base cases.
Western cannot independently verify that each utility in the CAISO area has complied
with the WECC base case building process.”

All Major path flows are within limits. — Verified this in all base cases.

Mention construction responsibilites of the interconnection facilities betwee applicant and
Western. — Will be identified in the Facilities Study which is currently in the Western
process. The SIS identifies that SR will be responsible for building up to the Rice
Substation and that Western will build the Rice Substation.

Mention the base case used for the Short Circuit study. — Western indicated that both the
13hs and 13hw cases were used for the short circuit study. See Table 14 in the SIS.
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Figure 37

SolarReserve Feasibility Study
Project Proposed Plan of Service

Rice Solar Energy Facility

18 kV Yard

Note 2

Rice Solar
Project

161 kV Yard

[ e i i e i

Distance to Parker Substation

lad

Include generator
gross ratings
(voltage, MW at
rated power factor,
reactive capability
range), generator
winding connections,
neutral grounding
reactance or
neutralizer, and
expected station aux
load.

Refer to
interconnection
application for this
data.

[

1 .
Include generator step-up
transformer winding connections, pi
model (R, X; G, B in pu on spec'd
base), voltages, MVA ratings, and
taps.

Low Side Delta, High Side
Grounded Wye.

Base MVA = 118, Z = 10.0%,
XIR =42, pi Model R = 0.002 pu,
X=0.0845 pu, B= 0.0, G=0.0.

=~ 37.0 Miles
Existing
WAPA 161 kV
i B
| I I
I I I
| ' !
; : I !
' . | I
1
I I I
| I I
2 ! 1
Existing
New 161 kV — WAPA 161 kV
Single Pole Steel Distance to Blythe
(9.2 Miles) Substation = 26.5 Miles

Include line pi model (R, X; B in pu on spec’d base) and conductor amp ratings.

Conductor 1272 ACSR, 1180 amps, assume 100 MVA base, 9.2 miles, R = 0.0832/mi,
X=77/mi, B=1.17 x 10-5/mi. pi Model R = 0.00295 pu, X =0.0273 pu, B/2=00139 pu, G=00

Notes:

1. The proposed 161 kV substation, WAPA 161 kV, and gen-tie line will all be constructed for future 230 kV operation.
2. Sources to be displaced by the Project generation include any combination of these locations; Devers, Blythe, Mead, and the Palo

Verde area.

Proposed
WAPA
Owned

Substation

Note 1

May 20, 2009
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